


  







 










































































 





































































 

 






























 










































































 





 















 





  

  



  



 

  





























 

WINTER
72°F DB

EXHAUST AIR - 50 CFM PER ADA BATH

WINTER
39°F DB

OUTSIDE AIR

DESIGN CRITERIA
DESIGN TEMPERATURES

VENTILATION / EXHAUST RATES
OUTSIDE AIR - 5 CFM PER PERSON FOR OFFICE SPACE (PER 403.3 FBC MECH)

89°F DB/77°F WB
SUMMER SUMMER

75°F DB/ 60% RH

INSIDE AIR

22 PEOPLE=110 CFM










































































 

















AC SYSTEMS ARE EXISTING AND IN GOOD CONDITION ONLY CHANGE IS TO PROVIDE
FRESH AIR MECHANICAL VENTILATION, AND UPGRADE BATH EXHAUST FANS

SCOPE OF WORK:

PROVIDE EXIT SIGNS WITH EMERGENCY LIGHTING AS INDICATED ON PLAN

 


 

 


































 

  




  



 


















 




