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GENERAL NOTES

1. The governing Code for this Project is the Florida Building Code, 6th Edition (2017). This Code prescribes
which edition of each referenced standard applies to this Project.

2. Construction is to comply with the requirements of the governing Building Code and all other applicable
Federal, State, and Local Codes, Standards, Regulations and Laws.

3. Use these Notes in conjunction with the Project Specifications.  If a conflict exists, the more stringent
governs.

4. Design Wind Loads  
  Governing Code  Florida Building Code, 6th Edition / ASCE 7-10 
 Basic Wind Speed  Vult = 120 mph   
  Vasd = 93 mph 
 Building Risk Category  II 
 Wind Exposure  B 
 Internal Pressure Coefficient   GCpi = +/- 0.18 
 Directionality Factor  Kd = 0.85 
 Mean Roof Height   25'-0” 

WIND PRESSURE NOTES

1. Numbers on this sheet are the components and cladding gross factored load pressures perpendicular to the
surface (in P.S.F.) based on tributary area. Multiply factored load pressures by the square root of 0.6 to
obtain wind pressures for service loads using allowable stress design (ASCE 7-10 2.3).

2. Pressures are derived from ASCE 7-10.

3. Negative pressures act away from surface, positive pressures act toward surface.

COMPONENTS AND CLADDING WIND WALL PRESSURES (psf)

±30

-35/30

ALL HEIGHTS

ZONE HEIGHT (FT)
AREA (SF)

10 20 50 100 200 500

ALL HEIGHTS5

4 -30/25

-35/25

-30/25

-30/25

±25

-30/25

±25

-30/25 -25/20

-25/20


		2020-02-20T20:53:57-0500
	Connor D Ross




