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Report:       7618

Code:      Building           Code Year:     2010

Section:     916.1.2

Question:
Is it the intent of 916.1.2, Exceptions #1 to not require carbon monoxide detectors within 10 feet of rooms used for sleeping
purposes within nursing home facility licensed by AHCA having no fossil-fuel burning appliances located in sleeping rooms?

Comment:
None

Answer:
The Section cited is for combination alarms. If there is no fossil fuel-burning heater, engine, or appliance, there is no code
requirement for a CO detector.

Commentary:
None

Notice:
The Building Officials Association of Florida, in cooperation with the Florida Building Commission, the Florida Department of Community Affairs, ICC,
and industry and professional experts offer this interpretation of the Florida Building Code in the interest of consistency in their application statewide.
This interpretation is informal, non-binding and subject to acceptance and approval by the local building official. 


