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Statues(s), Agency Rules(s), Agency Order(s) and/or Code Sections(s) on which the
Declaratory Statement is sought:

Code Sections in Question:

M406.1 General. Uninhabited spaces, such as crawl spaces and attics, shall be provided with
natural ventilation openings as required by the Florida Building Code, Building or shall be
provided with a mechanical exhaust and supply air system. The mechanical exhaust rate shall
be not less than 0.02 cfm per square foot (0.00001 m3/s - m?) of horizontal area and shall be
automatically controlled to operate when the relative humidity in the space served exceeds 60
percent.

R806.5 Unvented attic assemblies. Unvented attics and unvented enclosed roof framing
assemblies... shall be permitted where all the following conditions are met:

The unvented attic space is completely within the building thermal envelope.

[Additional conditions on insulation, air impermeability, vapor retarders, etc., per Table R806.5.]

Background:

A proposed new single-family residential home will be constructed and located in Orange
County FL. This home consist of 3 bedroom, 2.5 bath with a 2 car garage and is 3832 sqft of
conditioned space. This home is proposed to have a unvented attic with air-impermeable spray
foam insulation applied directly to the roof deck per R806.5, where the attic is fully brought
inside the building thermal envelope.

I, as licensed HVAC Contractor will be installing the HVAC air distribution system in this home
will along with all the componets and hvac equipment. This hvac install will consist of two (2)
hvac systems for this home.



Question:

Is a dedicated supply and return ductwork required in the unvented attic to satisfy M406.1?

Respectfully submitted,

RIFFLES AIR & HEAT iNC
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Victor Riffle
License Holder



