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CODE ADMINISTRATION TECHNICAL ADVISORY COMMITTEE  

DS2026-029 BY TIMOTHY HUNT OF CT SOLUTIONS OF FLORIDA, LLC 

Petitioner presents the following questions: 

1. Can the Local AHJ reject the Commission’s adopted NTBO? 

2. When it comes to providing written authorization from the fee owner, can the local AHJ require 

this on a specific form acceptable to the local AHJ and require such form to be notarized? 

Answer: 

Pursuant to Rule 28-105.001, F.A.C., “[a] declaratory statement is not the appropriate means for 

determining the conduct of another person.” Because Petitioner seeks a statement which would 

determine the conduct of other persons, the Commission declines to answer.  

 

Mechanical Technical Advisory Committee 

DS 2026-030 by Victor Riffle of Riffles Air & Heat Inc. 

Question: 

Is a dedicated supply and return vent ductwork required in the unvented attic to satisfy M406.1? 

Answer: 

The answer to the Petitioner’s question is no. Section M406.1, Florida Building Code, Mechanical, 

8th Edition (2023), is not applicable to the proposed project because the project consists of a new 

single-family dwelling regulated by the Florida Building Code, Residential, 8th Edition (2023). The 

unvented attic assembly is governed by section R806.5, Florida Building Code, Residential, 8th 

Edition (2023), which does not require dedicated supply and return vents in the unvented attic. 

Accordingly, the requirement for dedicated supply and return vents cannot be imposed based on 

section M406.1, Florida Building Code, Mechanical, 8th Edition (2023). 

 

Swimming Pool Technical Advisory Committee 

DS 2026-041 by Custom Pool Systems (CPS Outdoors) 

Question: 

Is tile allowed to be used as finishing material for commercial swimming pools and spa, regardless 

of the shell material used? 

Answer: 

The answer to the Petitioner's question is yes. Tile may be used as the interior finishing material for 

commercial swimming pools and spas regardless of the shell material, provided that the pool 



complies with the applicable requirements of Sections 454.1.2.1 and 454.1.2.4 of the Florida 

Building Code, Building, 8th Edition (2023), including the requirements governing installation, slip 

resistance and color. 

 

DS 2026-042 by Oak Wells Aquatics 

Question #1: 

Do the “NO DIVING” markings bearing both “NO DIVING” text and a “NO DIVING” 

pictographic symbol together meet the requirements of FBC Sec. 454.1.2.3.1?  

Answer: 

The answer to the Petitioner's question is yes.  A "NO DIVING" marking that incorporates both the 

"NO DIVING" text and the international "NO DIVING" pictographic symbol may be considered to 

meet the requirements of Section 454.1.2.3.1 of the Florida Building Code, Building, 8th Edition 

(2023), provided that the marking otherwise complies of the marking applicable provisions of the 

code regarding location, size and contrast. 

Question #2: 

Do monochromatic “NO DIVING” pictographic symbol markings meet the requirements of FBC 

Sec. 454.1.2.3.1?  

Answer: 

The answer to the Petitioner’s question is no. Section 454.1.2.3.1 of the Florida Building Code, 

Building, 8th Edition (2023), specifically authorizes the substitution of the "NO DIVING" text with 

a 6-inch tile bearing a 4-inch or larger red international "NO DIVING" symbol. Because the code 

expressly requires the international symbol to be red and does not provide for a monochromatic 

alternative, a monochromatic "NO DIVING" pictographic symbol does not comply with the 

prescriptive requirements of Section 454.1.2.3.1.   


