NOTES:

1.

2.

oo

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
REQUIREMENTS OF THE FLORIDA BUILDING CODE INCLUDING THE HVHZ.

WOOD FRAMING, META STRUCTURE AND MASONRY OPENING TO BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY
OPENING IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

ALLOWABLE STRESS INCREASE OF 1/3 WAS NOT USED IN THE DESIGN OF THE PRODUCT
SHOWN HEREIN. WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR
CALCULATIONS.

FRAME MATERIAL: EXTRUDED ALUMINUM 6063—-T5 AND 6063-T6.

UNITS MUST BE GLAZED PER ASTM E1300, SEE SHEET 2 FOR GLASS DETAILS.

APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED FOR THIS PRODUCT IN WIND
BORNE DEBRIS REGIONS.

SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD BEARING SHIM. SHIM WHERE
SPACE OF 1/16" OR GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 1/4".

10.

11.

12.
13.

REVISIONS

REV DESCRIPTION DATE

APPROVED

H REVISED DETAILS 04/14/26

R.L.

FOR ANCHORING INTO WOOD FRAMING OR 2X BUCK USE 3/8" OR 1/4” LAG BOLTS.
LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS. REFER TO ANCHOR
CHART FOR MINIMUM EDGE DISTANCE AND EMBEDMENT.

FOR ANCHORING INTO MASONRY/CONCRETE USE 5/16” OR 1/4” ANCHORS. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS. REFER TO ANCHOR CHART
FOR MINIMUM EDGE DISTANCE AND EMBEDMENT.

FOR ANCHORING INTO METAL STRUCTURE USE 3/8” OR 1/4” SMS OR SELF DRILLING
SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE
INTERIOR WALL. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.
REFER TO ANCHOR CHART FOR MINIMUM EDGE DISTANCE AND EMBEDMENT.

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER’S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:

A. WOOD - MINIMUM SPECIFIC GRAVITY OF G=0.42

B. CONCRETE — MINIMUM COMPRESSIVE STRENGTH OF 3,000 PSI.

C. MASONRY — HOLLOW/FILLED BLOCK PER ASTM C90 WITH FM=2,000 PSI MINIMUM.

D. METAL STRUCTURE: STEEL 16GA, 33KSI OR ALUMINUM 6063—T5 3/16" THICK MINIMUM
14. UNIT MAY BE INSTALLED USING 2" RAFTERS.
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., REVISIONS
147 3/4" FRAME LENGTH

" REV DESCRIPTION DATE APPROVED
46 1/16 56 3/16
2”7 MAX —H 46” D.L.O. 46” D.L.O. -~ FRAME H | REVISED DETAILS 04/14/26 |R.L.
D.L.O.
HEIGHT
—] ’] " |—
PITCH —| |~ 1/8" ANN
45° _ 1|/l 0.090” SENTRYGLAS
BY KURARAY
3/16" TEMP — ~— 1/8” ANN
SS SPACER SYSTEM
EXTERIOR BY CARDINAL
OR ALUMINUN
" ” SPACER SYSTEM
99 1/4 99 1/4 SIKA552 BY VITRO
FRAME i FRAME SEALANT
WIbTH : WIDTH 1/8” POLYOLEFIN TAPE
; g » ¥ 2) 1/8" SETTING
; SEE DETAILLS 5/8" BITE (2) 1/¢
: @ SHEET 11 —16 3 r
; § Low — i — — INTERIOR
: y PROFILE GLASS DETAIL A
PITCH 4 GASKET
45° 2 EPDM 70 .,
: SHORE A — | 5/16
= OO 1/8” ANN —| |4 +
& RTINS £ TITERTTGT, T T T e T S e S e T e e e e e e e e NN = B WL Oogon SENTRYGLAS
SERIES S15200 PYRAMID SKYLIGHT FRONT VIEW BY KURARAY
PLAN VIEW 1/8” ANN
45° PITCH SHOWN, OTHER SLOPES APPROVED UP TO 45° T
EXTERIOR INTERIOR
DESIGN PRESSURE RATING IMPACT RATING SEALANT 1/8” POLYOLEFIN TAPE
147 3/4” FRAME LENGTH
+65.0PSF A D STALE - (2) 1/8" SETTING
" , . 5/8" BITE BLOCKS
2" MAX —{ f—— 46 46 46 1/167 MISSILE LEVEL D, WIND ZONE 4 AND HVHZ
D.L.O. D.L.O. D.L.O. SEE CHART #1 AND #2 SHEET 3 Low
e T T PROFILE GLASS DETAIL B
GASKET
SIGNED: 04/14/2026
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REVISIONS

REV DESCRIPTION DATE APPROVED
H REVISED DETAILS 04/14/26 R.L.
CHART #1 FOR SINGLE PANEL ONLY
Maximum design pressure capacity chart (psf)

Panel Single Panel Width (in)

Height 24.0 30.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0
(in) Pos | Neg Pos | Neg Pos Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg
24.0 975 | 65.0 | 97.5 | 65.0 97.5 65.0 | 975 | 650 | 975 | 650 | 975 | 650 | 975 | 65.0 | 975 | 650 | 975 | 65.0 | 975 | 650 | 969 | 65.0 | 959 | 650 | 90.1 | 65.0 | 84.8 | 650 | 80.0 | 650 | 758 | 65.0 | 72.0 | 65.0
30.0 975 | 65.0 | 97.5 | 65.0 97.5 65.0 | 975 | 65.0 | 96.7 | 650 | 92.0 | 650 | 886 | 65.0 | 86.0 | 650 | 84.0 | 65.0 | 823 | 650 | 80.9 | 65.0 | 76.8 | 650 | 72.0 | 650 | 67.8 | 65.0 - - - - - -
36.0 97.5 | 65.0 | 97.5 | 65.0 97.5 65.0 | 96.9 | 65.0 | 886 | 650 | 83.1 | 650 | 79.1 | 65.0 | 76.2 | 650 | 739 | 65.0 | 720 | 65.0 | 68.6 | 65.0 - - - - - - - - - - - -
42.0 975 | 65.0 | 97.5 | 65.0 96.9 65.0 | 95.0 | 65.0 | 84.4 | 650 | 77.7 | 650 | 73.0 | 65.0 | 696 | 650 | 67.0 | 65.0 - - - - - - - - - - - - - - - N
48.0 97.5 | 65.0 | 96.7 | 65.0 88.6 65.0 | 844 | 650 | 831 | 650 | 748 | 650 | 69.2 | 65.0 | 65.3 | 65.0 - - - - - - - - - - - - - - - - - -
54.0 97.5 | 65.0 | 920 | 65.0 83.1 65.0 | 77.7 | 650 | 748 | 65.0 | 71.2 | 65.0 - - - - - - - - - - - - - - - - R R R N N N
60.0 97.5 | 65.0 | 88.6 | 65.0 79.1 65.0 | 73.0 | 65.0 | 69.2 | 65.0 - - - - - - - - - - - - - - - - - - - - - - N N
66.0 97.5 | 65.0 | 86.0 | 65.0 76.2 65.0 | 69.6 | 65.0 | 653 | 65.0 - - - - - - - - - - - - - - - - - - - - - R R R
72.0 975 | 65.0 | 84.0 | 65.0 73.9 65.0 | 67.0 | 65.0 - - - - - - - - - - - - - - - - - - - - - - N N N N
78.0 975 | 65.0 | 823 | 65.0 72.0 65.0 - - - - - - - - - - - - - - - - - - - - - - - - - R R R
84.0 96.9 | 65.0 | 80.9 | 65.0 68.6 65.0 - - - - - - - - - - - - - - - - - - - - - - - N N R N N
90.0 959 | 65.0 | 76.8 | 65.0 - - - - - - - - - - - - - - - - - - - - - - - - N N N N N N
96.0 90.1 | 65.0 | 72.0 | 65.0 - - - - - - - - - - - - - - - - - - - - - - - R N N N N N N
102.0 | 84.8 | 65.0 | 67.8 | 65.0 - - - - - - - - - - - - - - - - - - - R R R N N N N N N N N
108.0 | 80.0 | 65.0 - - - - - - - - - - - - - - - - - - - - - - - - - - - - - R R R
114.0 | 758 | 65.0 - - - - - - - - - - - - - - - - - - - - - - - - - R R N N N N N
120.0 | 72.0 | 65.0 - - - - - - - - - - - - - - - - - - - - - - - - - N N N N N N N

CHART #2 FOR 2 OR MORE PANELS MULLED TOGETHER
Maximum Design pressure (psf)

Panel Single Panel Width (in)

Height 24.0 30.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0
(in) Pos | Neg | Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg | Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg
24.0 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 650 | 65.0 | 65.0 | 650 | 65.0 | 65.0 | 650 | 650 | 650 | 650 | 65.0 | 650 | 650 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0
30.0 65.0 | 65.0 | 65.0 | 650 | 65.0 | 65.0 | 650 | 65.0 | 650 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 650 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0
36.0 65.0 | 65.0 | 65.0 | 650 | 65.0 | 650 | 650 | 65.0 | 65.0 | 650 | 65.0 | 650 | 650 | 65.0 | 65.0 | 650 | 65.0 | 650 | 650 | 65.0 | 650 | 65.0 - - - - - -

42.0 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 650 | 65.0 | 65.0 | 65.0 - - - - - - - - - -
48.0 65.0 | 65.0 | 65.0 [ 650 | 65.0 | 650 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 - - - - - - - - - - - -
54.0 65.0 | 65.0 | 65.0 | 650 | 65.0 | 650 | 650 | 65.0 | 650 | 65.0 | 65.0 | 65.0 - - - - - - - - - - - - - - - -
60.0 65.0 | 65.0 | 65.0 [ 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 | 65.0 - - - - - - - - - - - - - - - - - -
66.5 65.0 | 65.0 | 65.0 | 650 | 65.0 | 650 | 650 | 65.0 | 65.0 | 65.0 - - - - - - - - - - - - - - - - - -
72.0 65.0 | 65.0 | 65.0 | 65.0 | 60.7 | 60.7 | 54.1 | 54.1 - - - - - - - - - - - - - - - - - - - -
78.0 65.0 | 65.0 | 549 | 549 | 47.0 | 47.0 - - - - - - - - - - - - - - - - - - N - N N
84.0 535 | 535 | 436 | 436 | 372 | 37.2 - - - - - - - - - - - - - - - - N B N N N N
90.0 433 | 433 | 352 | 352 - - - - - - - - - - - - - - - - - - N - N N N N
96.0 356 | 356 | 289 | 28.9 - - - - - - - - - - - - - - - - - - N - N N N N

102.0 | 29.6 | 29.6 | 239 | 23.9 - - - - - - - - - - - - - - - R - - N - N N N N

108.0 | 248 | 248 - - - - - - - - - - - - - - - - - - - - N - N N N N

114.0 | 211 | 211 - - - - - - - - - - - - - - - - - - - N N B N N N N

120.0 | 180 | 180 | - - - - - - - - - - - - - - - - - - - - - . - - - - SIGNED: 04/14/2026
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REVISIONS

REV DESCRIPTION

DATE APPROVED

H | REVISED DETAILS

04/14/26 |R.L.
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48"

46 3/16"

REVISIONS

REV DESCRIPTION

DATE APPROVED

H REVISED DETAILS

04/14/26 |R.L.

3/8" AND 5/16” ANCHORS
SEE ANCHOR CHART
THIS SHEET

ST v ]
SEE DETAIL (4) #14 X 3/47
P.H. TEKS
PER CLIP
(4) #14 X 3/4”
P.H. TEKS e
PER CLIP
©

48"
@ E
@
Q
49 5/ 16"
T
SEE DETAIL
Chongppussavssvne B/7
@
D
@D j|
©
100 T
\\~—/
49 5/ 16"
3/8" AND 5/1 6” ANCHORS
f SEE ANCHOR CHART
THIS SHEET
©
@ E
®
6 1 / 2”
MAX.
— 9 1/2" MAX. |-
Anchor chart
Anchor type Substrate Min edge distance | Min embedment
3/8" lag bolt  |wood 11/2" 2"
3/8" SMS metal 3/4" see note 11 sheet 1
5/16" Ultracon |grout filled block |2 1/2" 21/4"
5/16" Ultracon |concrete 11/4" 13/4"
1/4" lag bolt  |wood 11/2" 2"
1/4" SMS metal 3/4" see note 11 sheet 1
1/4" Ultracon |grout filled block |2 1/2" 21/4"
1/4" Ultracon |concrete 11/4" 13/4"

SILL PLAN

SILL FRAME INSTALLATION
3/8" AND 5/16" ANCHORS

SOLAR INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963

SERIES SI5200 PYRAMID SKYLIGHT
IMPACT
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08-02212H H
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REVISIONS

REV DESCRIPTION DATE APPROVED
H REVISED DETAILS 04/14/26 R.L.
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/ SEE DETAIL (4) #1;HX 'ZFJéP?S
49 5/16" 1/4” ANCHOR H.
° SéE ANCHOR CHART AT PER CLIP °
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1" INSULATED GLAZING
SEALANT

SNAP COVER (34791)
#10-24 X 5/8” PHM.S. 5" 0.C.

BEVELED CAP COVER (34399) ——

BEVELED BAR CAP (30442) —
LOW PROFILE GASKET

1" INSULATED EAVE PANEL

EXTERIOR

Oeas
020N
XX XX

\/
R
&

N/
%,
20

X0

5/8" MIN. INSULATED EAVE PANEL

o
Do %

KRR

]

Vv
2
QO

\/
S
&

NN\
SRS
e

Q
X

WEEP HOLES

QR

G3 VARIABLE PITCH
WELDED CURB (52278)

2K
SEIRERELRK
SERRIRRRKKS

ANAANAANNKS
SRR
0. 9.0.9.9,2.9.9

b
1SS

(2) #10 X §* PHMS PER INTERSECTION

BOX MUNTIN (H18403)

2§" X 4" RAFTER (12753)

1%" X 1%11 X %n
EXTERIOR L-CLIP

(4)#14 X ¥ PH. TEKS
(PAINTED) PER CLIP

SEE SILL PLAN
SHEETS 5 AND 6 AND
ANCHOR CHART
SHEET 5

INTERIOR

(1) WEEP FLAP PER BAR
MULTIFIN GASKET

*SLOTTED 4" PER BAR*

#0 X § PHM.S. ]

BUILDING STRUCTURE BY OTHERS /

SEE NOTE 13 SHEET 1

7/8" MAX. SHIM SPACE

(ANSILL DETAIL
(4)sILL DETAL

1" INSULATED GLAZING

SEALANT

SNAP COVER (34791) —

#10-24 X 5/8" PHM.S. 5" 0.C.
BEVELED CAP COVER (34399) —

]

BEVELED BAR CAP (30442)
LOW PROFILE GASKET —

1" INSULATED PANEL -

G3 VARIABLE PITCH —
WELDED CURB (52278)

(1) WEEP FLAP PER BAR
OR

SLOTTED 1/4” IN GASKETS
AND FLASHING PER BAR
#0 X § PHMS.

EXTERIOR

BUILDING STRUCTURE BY OTHERS

SEE NOTE 13 SHEET 1\

REVISIONS

REV DESCRIPTION

DATE APPROVED

H REVISED DETAILS

04/14/26 |R.L.
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(B SILL DETAIL AT GABLE

SOLAR INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963

nH_——— » ”
f [ 2§’ X 4" RAFTER (12753)

BOX MUNTIN (H18403)

1%11 X 1%71 X é"
EXTERIOR L-CLIP
(4)#14 X 1" P.H. TEKS

/’/ (PAINTED) PER CLIP
,/

INTERIOR

[™—— SEE SILL PLAN

SHEETS 5 AND 6 AND
ANCHOR CHART
SHEET 5
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SEE DETAIL
D/10

G2 REGULAR
GLAZING BAR

(12214)

N

48"

48"

REVISIONS

REV

DESCRIPTION

DATE APPROVED

H REVISED DETAILS

04/14/26 |R.L.

D

48”
48"
(4) #12 x 1/2"
& UC CSMS PER ANGLE
|_— 3/8” AND 5/16” ANCHORS 96"
SEE ANCHOR CHART
SHEET 5
[™~— INTERIOR
SADDLE ANGLE
(45304)
2 1/2" X 4° 2 1/2" X 4"
RAFTER (12753) HIP RAFTER
(12753)
SEE DETAIL ., §
37X 3" X 1/47 C/10 (4) #14 x 17 3/8” AND 5/16" ANCHORS
EXTERIOR ANGLE PH TEK PER ANGLE SEE ANCHOR CHART
(10799) SHEET 5
SIGNED: 04/14/2026
SILL PLAN ST,
SILL PAN INSTALLATION SOLARINNOVATION, INC. \\\\\g; R. ‘Lo// 7
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48"

REVISIONS

REV DESCRIPTION

DATE

APPROVED

H REVISED DETAILS

48"

04/14/26

R.L.

48"

SEE DETAIL
D/10

G2 REGULAR | —(4) #12 x 1/2"
GLAZING BAR UC CSMS PER ANGLE
(12214) 1<h

1/4” ANCHOR
= SEE ANCHOR CHART
SHEET 5

~~— INTERIOR
SADDLE ANGLE
(45304)

2 1/2” X 4"
////r_ RAFTER (12753)
3" X 5" X 1/4”
EXTERIOR ANGLE
(08324)

SEE DETAIL
c/10

2 1/2" X 4"
HIP RAFTER
(12753)

(2) #14 X 17 1/4” ANCHOR
PH TEK PER ANGLE SEE ANCHOR CHART
SHEET 5
il

\\\__(2) #14 X 1" PH TEK

PER EXTERIOR ANGLE

SILL PLAN
SILL PAN INSTALLATION
1/4" ANCHORS

SOLAR INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963

SERIES SI5200 PYRAMID SKYLIGHT
IMPACT
SILL PLAN SILL PAN

DRAWN: DWG NO.

08-02212H H

SCALE NTS

DATE 09 /03/13  |SHEET g OF 21

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

SIGNED: 04/14/2026

': -
S; 40 S XE
=27 STATE OF &=

Snn it e NN
777 JONAL BX
ot

Luis R. Lomas P.E.

434-688-0609  rllomas@Irlomaspe.com

FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

H | REVISED DETAILS

04/14/26 |R.L.

% MONOLITHIC GLAZING

SEALANT
SNAP COVER (34791)

#10-24 X 1/2" PHM.S. 5" OC l

BEVELED CAP COVER (34399) —

A" MONOLITHIC GLAZING | G2 REGULAR GLAZING BAR (12214)
BEVELED BAR CAP (30442) — ; SEALANT
(2) #10 X §' PHMS PER INTERSECTION (2) 1/8" SETTING BLOCKS | (4) #12 X § UC CSMS PER LUG
#10-24 X 5/8" PHMS. __/INTERIOR SADDLE LUG (45304)
/ ' BOX MUNTIN (11755) BEVELED CAP COVER (34399) — |l & HSET IN SILICONE**
EXTERIOR 2§’ X 4" RAFTER (12753) LOW PROFILE. GASKET — Emalammy ISOLATION MEMBRANE
INTERIOR
- (2) £ X 3" HH LAG
o ’ " INSULATED PANEL PER LUG
%’é A%Ulﬁﬁl&E NS (4) #14 X 1" PH TEK PER LUG % SUNTED PHYEL . W
- EXTERIOR SADDLE LUG (51250) «SLOTTED @ BARS FOR WEEPING* ~\__ |- SEE ANCHOR CHART
HSET IN SILICONE**
P nis W2 s’ 040" PAN FLASHING
ISOLATION MEMBRANE \
MIN
POLYOLEFIN TAPE
SLOTTED @ BARS FOR WEEPING* - EA'\,{I%E'DOMRENJH ART
SHEET 5
MIN. EDGE DISTANCE
| SEE ANCHOR CHART
\ SHEET 5
SILL DETAIL AT GABLE
\10/
MIN. EDGE DISTANCE \
SEE ANCHOR CHART
SEE SILL PLAN
SHEET 5 SHEETS 8 AND 9
éHEEﬁNE?HOR CHART SIGNED: 04/14/2026
(C\ SILL DETAIL SOLAR INNOVATION, INC. i,
Jo) N R. Loy,
31 ROBERTS ROAD RN ALZ
PINE GROVE, PA 17963 \\\\/ ‘\,\C'E S0P ‘}/
-~ . . =
SERIES SI5200 PYRAMID SKYLIGHT E*: 0 51 k=
45° PITCH SHOWN, OTHER SLOPES APPROVED UP TO 45° IMPACT = o iy (4 . =
INSTALLATION DETAILS WITH CLIP E%, TATE OF :Q‘?I:\:
e . o L ~S
DRAWN: DWG NO. REV //,/A:(:s,'f_‘OR\Q?I ‘c;\e\\\\
J.L. 08-02212H H //,/;9/0;\,;“‘_ @\ N
SCAE NTS  |PAE 09/03/13  [S*¥T 10 OF 21 Ui

L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 Luis R. Lomas P.E.

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514



SNAP COVER (34791)
PRESSURE PLATE (S34792)

1" INSULATED CORNER PANEL

PRESSURE PLATE (S34792)

#0-24 X 7/8" PHMS.
7" MAX. 0.C.

SNAP COVER (34791)—

I

1" INSULATED GLAZING

GABLE RAFTER CONNECTION

EPDM 70 SHORE A

MULTIF]
4498-02.00 BY EPG
L2 ‘-1' INSULATED GLAZING

2§ X 4" RAFTER (12753)

SNAP COVER (34791)
PRESSURE PLATE (S34792)
#0-24 X 1 7/8" PHM.S. ——

@ 9" o.C.

IN GASKET

MULTIFIN GASKET
4498-02.00 BY EPG
EPDM 70 SHORE A

1

' L1" INSULATED GLAZING

24" X 4" RAFTER
(12753)

(2) p14 X3
Cs TEK
PER ATTACHMENT

L 2J" X 4" RAFTER (12753)

TYPICAL RAFTER
DETAIL

DETAIL

@\

— 2§" X 4" RAFTER (12753)

(2) #14 X 3" CS TEK

N\

\\\\H”///
\\\\}-.‘:. R Lo,
31 ROBERTS ROAD \\Q\’ e te, !’4 2
\ PINE GROVE, PA 17963 \\\ N, \GE 86\‘.0 =
24" X" 4" RAFTER (12753) ~ L' LT
SERIES SI5200 PYRAMID SKYLIGHT :*: 0,-6251 '_*:
IMPACT = o iy~ &=
INSTALLATION DETAILS = TR
GABLE RAFTER HEAD ‘;’C’?‘\\ pTATE oF .'é/ut
DETAIL DRAWN: DWG NO. REV //,/4:9'. {OR\O% ‘c;\é\\\\
J.L. 08—02212H H //,/;9/0;\,;“'_ 9}\ N
SCAE NTS  |PAE 09/03/13  [S*¥T 11 OF 21 i
L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 L“'If.sl_ RN Lo r'2<2:|§1 Z‘E‘
434-688-0609  rllomas@Irlomaspe.com 0.:

PER ATTACHMENT

0

SNAP COVER (34791)
PRESSURE PLATE (S34792)
#0-24 X 1 7/8" PHM.S. ——

v L1" INSULATED GLAZING

G2 REGULAR BAR
T (12214)

2" RAFTER
DETAIL

HIP GASKET & SEALANT

1" INSULATED GLAZING
2§" X 4" HIP RAFTER (12753)

HIP RAFTER

DETAIL

REV

REVISIONS

DESCRIPTION

DATE APPROVED

H | REVISED DETAILS

04/14/26 |R.L.

HIP CAP (31906)
.040" FLASHING COVER
#0-24 X 2 1/8"
PANHEAD M.S.

7° MAX. 0.C.

HIP GASKET & SEALANT

0520p-
Zlf"" )

4

1" INSULATED GLAZING

G2 REGULAR BAR (12214)/

HIP CAP (31906)
-040" FLASHING COVER
#0-24 X 2 1/8"
PANHEAD M.S.

7" MAX. 0.C.

2" HIP RAFTER

DETAIL

SOLAR INNOVATION, INC.

SIGNED: 04/14/2026




— 2] X 4 PORTAL RAFTER (12753)

™ §" FILLER PLATE
™4 HUB PLATE

(4) #14 X 13" PH SMS PER ATTACHMENT

¥ PLATE

(4) #10 X 3/4” PH TEK PER ATTACHMENT

2J" X 4" INSERT (12754)
WELDED TO HUB

2J" X 4" COMMON
RAFTER (12753)

6" C—CHANNEL HUB

I PLATE

REVISIONS
¥ HUB PLATE ¥ FILLER PLATE
(4) §14 X 1§ PH TEK PER AmCHMENT_\ _\ /_zi" X 4" PORTAL RAFTER (12753) REV DESCRIPTION DATE APPROVED
S ] 7 H | REVISED DETAILS 04/14/26 |R.L.
) N/ '\
I/I 11| 17T L I \l‘l ’/l \\l
‘ 6" C—CHANNEL HUB ’
23" X 4" INSERT (12754)
WELDED TO HUB
28" X 4" HP
RAFTER (12753)
@&
P &
N
\_(4) #0 X 3/4” PH TEK
PER ATTACHMENT
2" X 4" COMMON
L RAFTER (12753)
(4) #14 X 13" PH TEK PER ATTACHMENT
" FILLER PLATE & §" HUB PLATE
6" C—CHANNEL HUB
2" X 4” PORTAL RAFTER (12753)
SIGNED: 04/14/2026
SOLAR INNOVATION, INC. Wi,
\ S R. L 0 ///
31 ROBERTS ROAD RO
PINE GROVE, PA 17963 SVINCENg T
I Y &0z
PEAK CONNECTION DETAIL SERIES SI15200 PYRAMID SKYLIGHT =%+ Mo 6514 -*x—
IMPACT = ,%; y 4,97 =
COMPRESSION RING IS NOT USED INSTALLATION DETAILS =27 STATE OF &=
”/OA\‘ A L &3
DRAWN: DWG NO. REV /,/4\&'. {ORIO% \?\\\
J.L. 08-02212H H /’//,‘9/0.N2\{. (&\\\\\
SCAE NTS  |PATE 09/03/13 SHEET 12 OF 21 TN

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.

FL No.: 62514



(4) #10 X %" PH. TEKS PER INSERT

EXTRUDED
HUB (09334)

28" X 4° COMMON

REVISIONS

GLAZING BAR
HIP RAFTER

¥ FILLER PLATE —|
§* HUB PLATE —|

(4) $14 X 1" PH SMS PER ATTACHMENT

I PLATE

—1" INSULATED GLAZING

(4) #10 X 3/4" PH TEK
PER ATTACHMENT

24" X 4" INSERT (12754)
WELDED TO HUB

24" X 4" COMMON
RAFTER (12753)

6" C—CHANNEL HuB

I PLATE

B (1) REV DESCRIPTION DATE APPROVED
%f,&ﬂ%{cﬂ@{’“ TEK H | REVISED DETALLS 04/14/26 |R.L.
/ )
//
< SIS
\ i o X 4 HP
(4) #14 X 13 PH TEK RAFTER (12753)
ER ATTACHMENT
gﬁ §* HUB PLATE 2§" X 4" INSERT (12754)
WELDED TO HUB
\‘) ( 21%7);3;' PORTAL RAFTER
(’/ = =i /‘\—— ¥ FILLER PLATE
' HuB PLATE 6" C—CHANNEL HUB
2" X 4" INSERT (12754)
WELDED TO HUB
2" X 4” HP
RAFTER (12753)
SIS
2
W‘ \_(4) #0 X 3/4° PH TEK
PER ATTACHMENT
\_2;‘ X 4" COMMON
- Ly RAFTER (12753)
— Zf' X 4° PORTAL RAFTER (12753)
[~~— 1" FILLER PLATE
|™~— 1" HUB PLATE
"~ (4) #14 X 15" PH SMS PER ATTACHMENT @@ (4) $14 X 1" PH TEK PER ATTACHMENT
1" FILLER PLATE & §" HUB PLATE
i. PLATE 6" C—CHANNEL HUB
~ 2§ X 4" PORTAL RAFTER (12753)
(4) #10 X 3/4" PH TEK /A
PER ATTACHMENT
2§ X 4" INSERT (12754) /
WELDED TO HUB
2§" X 4" COMMON / \
RAFTER (12753) / \
6" C—CHANNEL HUB
SIGNED: 04/14/2026
¥ PLATE
SOLAR INNOVATION, INC. \\\\\\\F‘(“’.,{/g/,,/
31 ROBERTS ROAD NS P
PEAK CONNECTION DETAIL PINE GROVE, PA 17963 e \GEN&(‘\* ez
OCTAGON CONFIGURATION W/8 SIDED HUB ~ o * s E
COMPRESSION RING IS NOT USED SERIES 515200 DY M SKYLIGHT = *; é‘? 515/: T
INSTALLATION DETAILS _ﬁ:%‘ TAfE OF :‘g,:::
-~ . o N/~
DRAWN: DWG NO. REV //,/'%:9' f.‘ 0 R\Q?: o®é§
J.L. 08-02212H H /’//,‘9’0.N2\{. (&\\\\\
SCALE NTS DATE 09/03/13 SHEET 13 OF 21 ////llll\\\\\

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

434-688-0609

rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514




(T~

G2 REGULAR BAR

(4) #14 X 1§" PH TEK PER ATTACHMENT
/ &’ HUB PLATE

|

M~

l_ PORTAL RAFTER (12214)
]/

7
]

G2 REGULAR GLAZING

~

BAR

EXTRUDED HUB (09334)
RIPPED DOWN

REGULAR |-BEAM INSERT
(35617) WELDED TO HUB
(4) #10 X 3/4” PANHEAD

TEK (COATED)

G2 REGULAR BAR PORTAL RAFTER (12214)
#" HUB PLATE

¥ PLATE
G2 REGULAR BAR
COMMON RAFTER (12214)
¥ PLATE

(4) #10 X 1" PH TEK
PER ATTACHMENT

REGULAR BAR INSERT
(35617)
WELDED TO HUB

HIP RAFTER (12214)

G2 REGULAR GLAZING BAR
COMMON RAFTER (12214)

(4) #14 X 1" PH TEK PER
ATTACHMENT

AN

REGULAR BAR PORTAL RAFTER (12214)

EXTRUDED HUB (09334)
RIPPED DOWN

/

BACK SIDE OF HUB TO BE
PAINTED TO MATCH THE FRAME:

COLOR. TRIANGULAR FILLER IS
NOT TO BE USED.

N\

OPTIONAL HUB CONNECTION DETAIL

REVISIONS
REV DESCRIPTION DATE APPROVED
H | REVISED DETALLS 04/14/26 |R.L.
g 2
_— 62 REGULAR
PEJABSHC"QE GLAZING BAR
EXTRUDED (12214) RAFTER
HUB (09334)
62 REGULAR
GLAZING BAR
(12214) HIP RAFTER
(148 X %" PH. w
TEKS
EVERY 2" FLAT
HUB CAP DETAIL
SIGNED: 04/14/2026
SOLAR INNOVATION, INC. i,
\ S R LO Zy
31 ROBERTS ROAD NS P
PINE GROVE, PA 17963 SVINCENg Tz
I Sy o=
SERIES SI5200 PYRAMID SKYLIGHT =%: Mo 6514 -*x=
IMPACT = o w8 e
INSTALLATION DETAILS E%‘ TATE OF :é‘,"s
~ . o S
DRAWN: DWG NO. REV //,;:(\&' QOR\QV; . C;‘é\\\\
J.L. 08-02212H H /’//,‘9/0.N2\{. (&\\\\\
SCAE NTS  |DAE 09/03/13  |SHEET 14 OF 21 2Nt
L. ROBERTO LOMAS P.E. :
208 7th Ave, INDIALANTIC, FL 32903 Lml_'_sL RN Lo né“z:'; Z‘E‘
434-688-0609  rllomas@Irlomaspe.com 0.:




EXTRUDED HUB (09334)
*RIPPED DOWN*

He" PLATE

1" INSULATED GLAZING

®» ®

REGULAR GLAZING BAR/ J

(12214) COMMON RAFTER

2B
/ \—’\
REGULAR GLAZING BAR
PORTAL (12214)
%/ &
/,,/ \:\\

H—_ (2) #12-14 X 2%" CS.

TEKS PER HUB

EXTRUDED HUB (09334)
*RIPPED DOWN*

/,

S
g

REVISIONS

(AL061336—00—00)
REGULAR GLAZING BAR (12214)

OPTIONAL HUB CONNECTION DETAIL

(AL0B1336—00-00)
\_REGULAR GLAZING BAR (12214)

REV DESCRIPTION DATE APPROVED
H | REVISED DETALLS 04/14/26 |R.L.
T REGULAR GLAZING
BAR (12214)
(2) #12-14 X 2% CS.
TEKS PER HUB
(4) #10 X %" PH. TEKS PER INSERT
HEAVY |-BEAM INSERT
(35616) RIPPED DOWN
HEAVY I-BEAM INSERT 4
(35616) *+RIPPED DOWN** \ | HEAVY I-BEAM INSERT (35616) **RIPPED DOWN** —
" } (4) #10 X %" PH. ]
| LR seat = L,N TEKS PER INSERT 3
2o T [ z= ':, 2 =
"r2o a & Swg P a o
E,\U;%%- -~ § % \’f\j;,o ° = § %
= Z E g E o
= o = o=
o e o
“ e s PLATEJ e % HUB PLATE e

SIGNED: 04/14/2026

SOLAR INNOVATION, INC.

\ /
Ne R Lo
31 ROBERTS ROAD \\\\Q\Ej.---.cgi/,y’///
PINE GROVE, PA 17963 SVUOCENg T
~ . . =
SERIES SI5200 PYRAMID SKYLIGHT = S k=

IMPACT
INSTALLATION DETAILS

* e o
— L 5
=T
=R

b

o‘. “«I\
DRAWN: DWG NO. REV /,/'%\&' .'?OR\Q?I . c;?\\\\
J.L. 08-02212H H /’//,‘9/0.N2\{. (&\\\\\
SCALE NTS DATE 09/03/13 SHEET 15 OF 21 ///IHH\\\\\

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.:

62514




3 SIDED HUB (20938) -

17 INSULATED GLAZING

REGULAR GLAZING BAR
(12214) COMMON RAFTER

~BAR (12214)

T 6" PLATE

L (4) #10 X %" P.H. TEKS PER INSERT
HEAVY |-BEAM INSERT
~(35616) **RIPPED DOWN**

OPTIONAL CONNECTION DETAIL

WITH 3 SIDED HUB

REGULAR GLAZING

™\ (2) #12-14 X 2%" Cs.
TEKS PER HUB

REVISIONS

REV

DESCRIPTION

DATE APPROVED

REVISED DETAILS

04/14/26 |R.L.

SOLAR INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963

SERIES SI5200 PYRAMID SKYLIGHT
IMPACT
INSTALLATION DETAILS
DRAWN: DWG NO. REV
J.L. 08-02212H H
SCALE NTS

DATE 09/03/1 3 SHEET

16 OF 21

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

434-688-0609

rllomas@Irlomaspe.com

SIGNED: 04/14/2026

. &
o @o 51:1 sk
TATE OF &=

Luis R. Lomas P.E.

FL No.: 62514



REVISIONS

REV

DESCRIPTION

DATE APPROVED

REVISED DETAILS

04/14/26 |R.L.

REGULAR GLAZING BAR
HIP RAFTER (12214)

L(4) #10 X %" P.H. TEKS PER INSERT

HEAVY |-BEAM INSERT
~ (35616) **RIPPED DOWN**

(1) #8 X %" P.H. TEKS ]
EVERY 2” FLAT (PAINTED)

2" X 2" ALUMINUM TUBE

[_.040” ALUMINUM
HUB FLASHING CAP

REGULAR GLAZING BAR
(12214) HIP RAFTER

HEAVY |-BEAM INSERT
(35616) **RIPPED DOWN**_\

(4) #10 X %" P.H. TEKS

|~— 3§" HUB HEIGHT —=|

Do
INTERIOR U-CLIP

(UP LEG ONLY 1%”)
REGULAR GLAZING BAR (12214)

SOLAR INNOVATION, INC.

SIGNED: 04/14/2026

Ne R. LY
31 ROBERTS ROAD \\\\Q\Ej.---.cgi/,/
PINE GROVE, PA 17963 SVUOCENg T
OPTIONAL HUB CONNECTION DETAIL SERIES SI5200 PYRAMID SKYLIGHT Sk Mo Bp5H k=
IMPACT = o winy (4 Aw:b::
INSTALLATION DETAILS =7 STATE OF S
-~ . o N/~
DRAWN: DWG NO. REV ’/,::(\&' f(oR\q?;.gE‘ \\\\
J.L. 08—02212H H //,/;3‘/0,'\,;\{_ e?\ N
SCAE NTS  [PAE 09/03/13  |SHEET 17 OF 21 T

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

434-688-0609

rllomas@Irlomaspe.com

Luis R. Lomas P.E.

FL No.: 62514



(3) 1/4” CHEVRON PLATES
(2) 3/16" CHEVRON PLATES

(8) #14 X 17 CS TEKS

ON EACH SIDE W/ 0.2
ACCESS HOLES (8 PER SIDE)
PRE-DRILLED INTO

EXTERIOR PLATES. SCREW
LOCATIONS ALTERNATING
SIDE TO SIDE.

2.5" X 4" GLAZING BAR—

| (4) PER CONNECTION

(12753)

#0XF" PANHEAD TEK
IN WEEP TRACKS

(16) PER KNEE ASSEMBLY

2.5” X 4" RAFTER INSERT (12753) -;.U.‘-,;-
(12754) G fﬂ’i‘
N
#10X§" PANHEAD TEK % - %
(£) PER CONECTON N7
(16) PER KNEE ASSEMBLY (3) 174 C';EL\,/\% Ukl mé
7%
I ) 7
2) 3/16” CHEVRON NUh
@3/ PLATES S
SECTION E-E
STANDARD STAGE
KNEE ASSEMBLY

(8) #14 X 1" CS TEKS
ON EACH SIDE W/ 0.2°

ACCESS HOLES (8 PER SIDE)

PRE-DRILLED INTO
EXTERIOR PLATES. SCREW
LOCATIONS ALTERNATING
SIDE TO SIDE.

2.5" X 4" RAFTER INSERT
(12754)

2.5" X 4" GLAZING BAR

REVISIONS

REV

DESCRIPTION

DATE APPROVED

REVISED DETAILS

04/14/26 |R.L.

SOLAR

INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963
SERIES SI5200 PYRAMID SKYLIGHT
IMPACT

INSTALLATION DETAILS
DRAWN: DWG NO. REV
J.L. 08-02212H H
SCALE NTS DATE 09,/03/13 SHEET 18 OF 21

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 04/14/2026

Qle
N A“
//&0 ® e & - ®
%7, SIONAL T
it

2
*:'40 Sy *Z
R STATE OF &=

7S
/

Luis R. Lomas P.E.

FL No.: 62514




s

(2) #10X¥" PANHEAD TEK
IN'WEEP TRACK

B | A

#

#,

#0XF PANHEAD TEK
IN WEEP TRACKS

G2 REGULAR BAR

(1221 4)_\

(4)#4 X 1% C.S. TEKS
STAGGERED N4

REGULAR -BEAM INSERT
(35617)

1%’x J° CHEVRON

TAINN_ 1%"x Ji’ CHEVRON
EXTERIOR PLATE 4

INTERIOR PLATE

SECTION D-D

STANDARD NONWELDED STAGE
KNEE ASSEMBLY

BOTH SIDES

\\ (2) AN X 1% CS. TEKS

TES

\ CHEVRON Ph¢
\ (FASTENED INNRLACE)

Yo

(2) #14 X 1%° C.S. TEKS
(FASTENED THROUGH OTHER SIDE)

REGULAR GLAZING BAR

2) #10X¥" PANHEAD TEK
INNWEEP TRACK

%/—,

|I-BEAM INSERT

REVISIONS

REV DESCRIPTION

DATE APPROVED

H | REVISED DETAILS

04/14/26 |R.L.

SOLAR INNOVATION, INC.

31 ROBERTS ROAD
PINE GROVE, PA 17963

SERIES SI5200 PYRAMID SKYLIGHT
IMPACT
INSTALLATION DETAILS

DWG NO.

08-02212H

DATE 09/03/1 3 SHEET

19 OF 21

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 04/14/2026

Luis R. Lomas P.E.
FL No.: 62514




(4) #10 X 3/4" PH TEK PER ATTACHMENT
2J" X 4" INSERT (12754)

¥ PLATE

WELDED TO HUB

2" X 4" HP
RAFTER (12753)

6" C—CHANNEL HUB

" PLATE

N

HIP RAFTER
PEAK CONNECTION

— § PLATE

AN

(4) #10 X 1" PH TEK PER ATTACHMENT

REGULAR BAR INSERT (35617)
WELDED TO HuB

G2 REGULAR BAR HIP
RAFTER (12214)

EXTRUDED HUB (09334)
RIPPED DOWN

§" PLATE

HIP RAFTER WITH OPTIONAL HUB

(1) #8 X 1/2” PH TEK (PAINTED)
THROUGH EVERY OTHER VERTICAL CAP
FASTNER MUST REST IN BED OF SILICONE

PRESSURE PLATE (34792)
SNAP CAP (34791)

1" INSULATED GLAZING

1/8” POLYOLEFIN FOAM TAPE
(2) #10-24 X 1/2"

P.HM.S. PER INTERSECTION
1” BOX MUNTIN (11754)

(2) 1/8" SETTING BLOCKS

REVISIONS

REV

DESCRIPTION

DATE APPROVED

H | REVISED DETAILS

04/14/26 |R.L.

N

2J" X 4" RAFTER (12753)

RIDGE DETAIL

31 ROBERTS ROAD

PINE GROVE,

PA 17963

SOLAR INNOVATION, INC.

1" INSULATED RIDGE PANEL
.040 RIDGE FLASHING CAP

#10-24 X 7/8" PHM.S.

SERIES SI5200 PYRAMID SKYLIGHT
IMPACT
INSTALLATION DETAILS

DRAWN:
J.L.

DWG NO.

08-02212H

REV

SCALE NTS

DATE 09 /03/13

SHEET

20 OF 21

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

434-688-0609

rllomas@Irlomaspe.com

MULTIFIN GASKET

SIGNED: 04/14/2026

:40 NE
=R~ STATE OF ‘&=

7
6

Luis R. Lomas P.E.
FL No.: 62514
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