COASTAL POWER SYSTEMS
DOOR PANELS

PROJECT # 420-1203

DESCRIPTION

GENERAL NOTES: UNLIMITED

1. THESE PRODUCT EVALUATION DOCUMENTS REPRESENT A MODULAR
WALL PANEL DOOR COMPONENT DESIGNED AND TESTED IN
ACCORDANCE WITH THE PROVISIONS FOR THE HIGH VELOCITY
HURRICANE ZONE (HVHZ) OF THE CURRENT EDITION OF THE FLORIDA
BUILDING CODE AND MEETS THE LARGE MISSILE IMPACT
REQUIREMENTS.

12/15/20

DRAWNING NO:
CPS0002

PRODUCT TESTING WAS TO TAS 201, TAS 202 (STRUCTURAL ONLY)
AND TAS 203 PROTOCOLS WHERE AXIAL LOADS WERE NOT
CONSIDERED. TEST REPORTS:

2.1. WALL SECTION WITH DOOR- CTLA 1749W-1

THE STRUCTURAL INTEGRITY OF THE SUPPORTING STRUCTURE TO
WHICH DOOR UNIT IS ATTACHED IS NOT A PART OF THIS PRODUCT
APPROVAL.

RAWN BY:

F

THE ASSEMBLY OF THIS DOOR PANEL MUST BE AS SHOWN IN THESE
DRAWINGS.

DOOR PANELS
GENERAL NOTES & D.P. CHART

.368"

DESIGN WIND AND LIVE LOADS SHALL BE DETERMINED IN
ACCORDANCE WITH CHAPTER 16 OF THE CURRENT EDITION OF THE
FLORIDA BUILDING CODE.

DELAND, FLORIDA 32724

Phone 321.690.1788
Fax 321.690.1789

COASTAL POWER SYSTEMS
1965 BENNETT DRIVE

BUILDING DIMENSIONS, DETAILS, AND OTHER ELEMENTS INCLUDING
ATTACHMENT TO SUBSTATE WHERE DOOR PANEL WILL BE INSTALLED DOOR WALL PANEL TEST UNIT
SHALL BE DESIGNED BY A FLORIDA LICENSED PROFESSIONAL
ENGINEER OR ARCHITECT. . 145" WIDE X 147.368" HIGH
6.1. SUPPORTING SUBSTRATE AS REQUIRED BASED ON . 10 PANELS SECURED TOGETHER
INSTALLATION REQUIREMENTS AND LOCATION. . ATTACHED AT HEAD AND SILL ONLY
6.2.  SUBSTRATE ANCHOR AS REQUIRED BASED ON INSTALLATION . TESTED DESIGN PRESSURE
REQUIREMENTS AND SUBSTRATE MATERIAL. A. TAS 202 +60, -50 PSF DP ) )
. TAS 203 +60, -50 PSF DP Robert J. Amoruso
ALTERATIONS OR ADDITIONS TO THIS DOCUMENT ARE NOT FL P.E. No. 49752
PERMITTED.

P.0. BOX 520775
Longwood, Florida 32752

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

PREPARED BY:

COMBINATION WALL PANEL/STUDS SHALL BE SHEET ALUMINUM
5052-H32 ALLOY WITH A MINIMUM THICKNESS OF 0.090”

DOOR EXTRUDED FRAME COMPONENTS SHALL BE 6063-T6
ALUMINUM.

ALL SCREWS AND OTHER FASTENERS SHALL BE CORROSION (REFERENCE SHEET 2 AND 3)
RESISTANT MATERIAL OR HAVE CORROSION RESISTANT COATING.
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DESIGN PRESSURE RATING (PSF) IMPACT RATING

Digitally signed
WHERE WATER RATING WHERE WATER RATING by Robert J
IS REQUIRED IS NOT REQUIRED LARGE MISSILE IMPACT TABLE OF CONTENTS

SHEET DESCRIPTION
GENERAL NOTES AND D.P. CHART Date:

DOOR PARTS AND BILL OF MATERIALS 2020.12.21
DOOR PARTS AND SECTIONS

MOUNTING DETAILS 09‘55-1 8 '05'00'

Amoruso

N/A +60/-50 PSF
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SEE DOOR ASSEMBLY
DRAWINGS FOR
SECTION DETAILS
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DESCRIPTION
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DOOR FRAME
SUPPORT CHANNEL
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\—@ DOOR FOOTER

DOOR ASSEMBLY

EXTERIOR VIEW

12/15/20

DRAWNING NO:
CPS0002

INTERIOR VIEW
W/ DOOR ASSEMBLY

N.T.S.

@ 3494AFP

(DOOR FOOTER)

RAWN BY:
SCALE:

F

DOOR PANELS
DOOR PARTS AND BILL OF MATERIALS

140.75" i i
WELD 1" FLANGES - - T 1"

ON BACK HOLE PATTERN ALIGNED WITH

5" ENCLOSURE PANEL BOLT PATTERN 1"
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12" Z @.5" HOLE FOR 3/8" X 1" GRADE 5 4 376
ocC. HEX HEAD CAP BOLT W/ 3/8"
TYP. GRADE 5 NYLOCK NUT (TYP.)

DOOR FRAME SUPPORT CHANNEL: 5052-H32.090AL
(2 PLACES)

PTC PRODUCT DESIGN GROUP, LLC

PREPARED BY:

Robert J. Amoruso
FL P.E. No. 49752
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BILL OF MATERIALS

DESCRIPTION

OUTER DOOR SKIN
EXTRUDED DOOR FRAME
EXTRUDED DOOR FRAME
EXTRUDED DOOR JAMB
EXTRUDED DOOR JAMB
DOOR PIANO HINGE

" No 49752
LOCATION ‘
DOOR ASSY.
DOOR ASSY.
DOOR ASSY.
DOOR ASSY.
DOOR ASSY.
DOOR ASSY.

MATERIAL
.090" ALUMINUM 5052-H32
EXTRUDED ALUMINUM 6063 T6
EXTRUDED ALUMINUM 6063 T6
EXTRUDED ALUMINUM 6063 T6
EXTRUDED ALUMINUM 6063 T6
S.S. PIANO HINGE

NOMINAL SIZE
47.5" X 79.5
81.875" *CRITICAL
49.875" *CRITICAL
79.813" *CRITICAL
47.813" *CRITICAL
725" X 1" X 1" X .375"

Digitally signed

LATCH ASSY.

SLIDE LATCHES

PART #SB453-8-TB-US

IVES

LATCH ASSY.

DOOR HANDLE, LATCH, STRIKE, LOCK

PART #43493

N/A

LATCH ASSY.

INTERIOR HANDLE

PART #43506

N/A

DOOR ASSY.

CENTER DOOR LATCH STANDOFF (HORIZ.)

.090" 5052-H32

SEE DRAWING

DOOR ASSY.

TOP/BOTTOM DOOR GUIDE STANDOFFS

.090" 5052-H32

N|=alalN[aNINIdDIN|—

SEE DRAWING

by Robert J
Amoruso

Date:
2020.12.21
09:55:32 -05'00"
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DESCRIPTION

[~——47.875" ——~

8 2- #10 METAL
/SCREWS
%0.375” . o . .

#14 X 1" PH PN HD SMS
IVES / 4" FROM CORNERS
$B453-8-TB-US AND 12" 0.C. TYP. ALL SIDES
SLIDEBOLT

12/15/20

DRAWNING NO:
CPS0002

31

43493-CATCH,; W o
STRIKE & LOCK -
43506 PANIC

7 PUSH RELEASE
W

IVES
SB453-8-TB-US

1 ., ' SLIDEBOLT
=‘=O.375 . : s
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RJA
N.T.S.

DRAWN BY:

FCALE:

DOOR PANELS
DOOR PARTS AND SECTIONS

., FRONT VIEW ., INTERIOR DOOR VIEW
SIDEVIEW  0.375"—s}=— —=}=—0.375
L |
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=

@ VERTICAL SECTIONS DOOR FRAME AND JAMB ASSEMBLY INTERIOR DOOR PANEL

Longwood, Florida 32752 P!
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC
P.O. BOX 520775

Robert J. Amoruso
FL P.E. No. 49752

#14 TEK SCREW
@ 12" 0.C. (TYP.)

#14 X 1" PH PN HD SMS
4" FROM CORNERS
AND 12" 0.C. TYP. ALL SIDES

INT. STAVE \‘r :
““-4_.(:., AC 0
! ""’v'as:':u““‘
= < 3”
EXT.

#14 TEK SCREW Digitally signed
@ 6" O.C. (TYP.) g y g

by Robert J

/B HORIZONTAL SECTIONS DOOR FRAME AND Amoruso

W DOOR FRAME AND JAMB Date:
MOUNTING CHANNEL 2020.12.21

@ SILL 09:55:47 -05'00'
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3.75" X 2"
MOUNTING CHANNEL

3" PANEL SYSTEM

1/2" X 5" SSMB W/ NYLOCK NUT

3" X2"X1/4"
TIE DOWN BRACKET

SUBSTRATE ANCHOR
(SIZE/TYPE TO BE
DETERMINED. SEE NOTE 6.)

ALT. SOLID OR DOOR PANEL AT SILL

(SEE ADVMO0001 FOR SOLID PANEL)

SUPPORTING
SUBSTRATE (CONCRETE
SHOWN. SEE NOTE 6.)

3.75" X 2" ALUMINUM
MOUNTING CHANNEL

1/2" X 5" SS MACHINE BOLT
W/ NYLOCK NUT

3" X 2" X 1/4" TIE DOWN
BRACKET PLUG WELDED TO
STEEL FUEL TANK
PERIMETER MEMBER

SUBSTRATE ANCHOR
(SIZE/TYPE TO BE
DETERMINED. SEE NOTE 6.)

SUPPORTING
SUBSTRATE
(CONCRETE SHOWN.

#14 TEK-SCREW FLAT ROOF PANEL

(SEE DRAWING ADVMO0003)
0.090" THICK

DRIP EDGE

#14 TEK-SCREW

3"x4"x.25"
WINDLOAD TUBE @

3" PANEL SYSTEM 6061-T6

SOLID PANEL OR DOOR PANEL AT ROOF PANEL HEAD
(SEE ADVMO0001 FOR SOLID PANEL AND ADVM0003 FOR
ROOF PANEL)

SEE NOTE 6.)

SOLID OR DOOR PANEL AT SILL
(SEE ADVMO0001 FOR SOLID PANEL)

PROJECT # 420-1203

DESCRIPTION

12/15/20

DRAWNING NO:
CPS0002

DRAWN BY:
REV:

DELAND. FLORIDA 32724
DOOR PANELS
MOUNTING DETAILS
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Amoruso

Date:
2020.12.21
09:56:01 -05'00
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