HVHZ

HR ACCORDION SHUTTER
FOR USE WITHIN AND OUTSIDE THE HVHZ

NON-HVHZ

TABLE 1 TABLE 2
ALLOWABLE SPAN SCHEDULE MINIMUM SEPARATON FROM GLASS
FOR USE IN THE HVHZ FOR USE IN THE HVHZ
DESIGN PO:IST)IVE NE(;?BIVE POSITIVE o MINIMUM SEPARATION FROM GLASS
WIND LOAD WIND LOAD WIND LOAD ASD LOAD S%H\.ER
'W' 'W' it INSTALLATIONS|INSTALLATIONS
(P.S.F.) (P.S.F.) <30' ABOVE | >30' ABOVE
L max. L max. GRADE GRADE
32.5 183" 186" 108" 2-1/2" 1-3/8"
40 174" 186" 40 132" 2-1/2" 1-3/4"
50 164" 186" 174" 3" 3"
60 157" 186" 108" 2-1/2" 1-3/8"
70 151" 186" 50 132" 2-1/2" 1-7/8"
80 146" 181" 164" 3" 3"
90 142" 170" 108" 2-1/2" 1-1/2"
100 138" 161" 60 132" 2-1/2" 2"
110 135" 153" 156" 3" 3"
120 132" 146" 108" 2-1/2" 1-5/8"
130 129" 140" 70 132" 2-1/2" 2-1/4"
140 127" 135" 150" 3" 3"
150 125" 130" 108" 2-1/2" 1-5/8"
160 123" 123" 80 132" 2-1/2" 2-3/8"
170 117" 117" 141" 3" 3"
180 111" 111" 108" 2-1/2" 1-3/4"
190 105" 105" 90 132" 2-1/2" 2-1/2"
200 100" 100" 141" 3" 3"
108" 2-1/2" 1-3/4"
TABLE 1 & 2 NOTES: 100 132" 2-3/4" 2-3/4"
1. HVHZ: defined by the FBC as Miami-Dade County 138" 3" 3"
and Brc;\llvard C;)unty, FIorut:)Ia. H ; 108" 2-1/2" 1.7/3"
2. For Table 1, determine both the Positive an . T o an
Negative ASD wind load. Check the max span for 110 120 e N
each and use the lesser of the two values. 135" 3" 3"
3. See sections for shutter span definition. 108" 2-1/2" 2"
4. For design loads between tabulated values, use 120 120" 2-1/2" 2-3/8"
next higher load to determine allowable span. 132" 3" 3"
5. For Table 2, enter at a Positive Load = project 108" 21/2" o
positive load and Span = project span to
determine Minimum Shutter Separation From 130 120" 2-1/2" 2-1/2"
Glass. 129" 3" 3"

TABLE 3
ALLOWABLE SPAN SCHEDULE
NON-HVHZ & ASTM WIND ZONE 4
w/ 9 LB. MISSILE D
POSITIVE &
DESIGN NEGATIVE
WIND LOAD ASD
'W' WIND LOAD
(P.S.F.)
L max.
32.5 186"
40 186"
50 186"
60 186"
70 186"
80 181"
90 170"
100 161"
110 153"
120 146"
130 140"
140 135"
150 130"
160 123"
170 117"
180 111"
190 105"
200 100"
TABLE 3 & 4 NOTES:

1. Non-HVHZ: defined by the FBC as all locations
other than Miami-Dade County and Broward
County, Florida.

2. For Table 3, determine the maximum Positive or
Negative ASD wind load and use the
corresponding max span.

3. See sections for shutter span definition.
4. For design loads between tabulated values, use
next higher load to determine allowable span.

5. For Table 4, enter at a Positive Load = project
positive load and a Span 2= project span to
determine Minimum Shutter Separation From
Glass.

HURRICANE PROTECTION

TABLE 4
MINIMUM SEPARATON FROM GLASS
NON-HVHZ & ASTM WIND ZONE 4
w/ 9 LB. MISSLE D
POSITIVE MINIMUM SEPARATION FROM GLASS
ASD LOAD | SHUTTER
"W SRAN  |INSTALLATIONS|INSTALLATIONS
(P.S.F.) <30' ABOVE | > 30' ABOVE
GRADE GRADE
108" 2-1/2" 1-3/8"
40 132" 2-1/2" 1-3/4"
186" 3-5/8" 3-5/8"
108" 2-1/2" 1-3/8"
50 132" 2-1/2" 1-7/8"
186" 4-1/4" 4-1/4"
108" 2-1/2" 1-1/2"
60 132" 2-1/2" 2"
186" 5" 5"
108" 2-1/2" 1-5/8"
70 132" 2-1/2" 2-1/4"
186" 5-5/8" 5-5/8"
108" 2-1/2" 1-5/8"
80 132" 2-1/2" 2-3/8"
180" 5-3/4" 5-3/4"
108" 2-1/2" 1-3/4"
90 132" 2-1/2" 2-1/2"
170" 5-1/8" 5-1/8"
108" 2-1/2" 1-3/4"
100 132" 2-3/4" 2-3/4"
161" 4-3/4" 4-3/4"
108" 2-1/2" 1-7/8"
110 132" 2-7/8" 2-7/8"
153" 4-3/8" 4-3/8"
108" 2-1/2" 2"
120 132" 3" 3"
146" 4" 4"
108" 2-1/2" 2"
130 132" 3-1/4" 3-1/4"
140" 3-3/4" 3-3/4"
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GENERAL NOTES:

1.

10.

11.

12.

13.

14.

15.

16.
17.

18.

19.

This Product Evaluation Document (PED) represents a shutter system
analyzed and tested in accordance with the Florida Building Code, Building
9th Edition (2026) for use within and outside of the High Velocity Hurricane
Zone (HVHZ).

Product performance testing was conducted in accordance with TAS 201,
TAS 202, TAS 203, & ASTM E330.

Determine the Positive and Negative design loads to use when referencing
these documents in accordance with ASCE 7-22 utilizing Allowable Stress
Design (ASD) Load Factors. Calculated wind loads shall be multiplied by the
ASD load factor 0.6 before referencing these documents.
For wind load calculations in accordance with ASCE 7-22, a directionality
factor of kd = 0.85 may be used.
No allowable stress increase is utilized in the design of this system; however,
a wind load duration factor of Cd = 1.6 is used for wood lag screw design.
This PED is generic and does not include information prepared for application
of this system to a specific site.
This PED is the installation instructions portion of a Product Evaluation and
shall only be used with the corresponding Product Evaluation Report.
This PED is suitable to be applied by the Contractor provided the Contractor
does not deviate from the conditions detailed herein and the Contractor
verifies that the existing structure does not deviate in either form or material
from the structural substrates detailed herein.
Any modifications or additions to this PED will void the evaluation
documents.
When site conditions deviate from the PED, the Building Official may require
that site specific documents justifying the deviation be prepared, signed,
dated and sealed by a licensed engineer or registered architect.
Each shutter assembly shall be permanently labeled with the following
minimum information:

ABC Supply Outdoor Solutions

Fort Lauderdale, FL

TAS 201, 202, & 203

9 Ib Large Missile

FBC Approval Number
All extrusions shown shall be 6063-T6 aluminum alloy, u.o.n. with a minimum
Fy = 25 ksi.
All bolts and washers, excluding installation fasteners, shall be stainless steel

with a minimum tensile strength of 60 ksi, u.o.n. Pop rivets shall be 1/4" ¢ or
3/16" ¢ 5052 aluminum alloy.

Installation fasteners shall comply with FBC Section 1711.1.

All shutters shall have a locking mechanism consisting of thumbscrew or box
lock at center or side closure. See Sheet 4 for lock locations and details.

Top and bottom details may be interchanged as field conditions require.

Floor tracks may be removable at non-stacking locations provided removable
anchors are used.

Piece 5 & 27 on sheet 3 may be bent to form a curve with a minimum radius
of 10"

All piece dimensions shown include powder coating finish.
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1.994" 2.655" TN 2.300° 1.825 875" 2.195" 1.230"
| 1.825" 2.195 ‘ 510"
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' = " " 1.985" .
2.822" 2.300 i—L 250" 4.510 4 — | 4510 |
2.195 t 1
SILL 0 SILL ADAPTER EXTENDED SILL EXTENDED SILL ADAPTOR
SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE
HEAVY 2-LEG WALL HEAVY HEADER
SCALE: HALF SIZE SCALE: HALF SIZE "
4.596 1.523" =
2.298" ' 3 ]
— 2.655 ) s6en R 10 o 060" (@ - o 25" 3 950" TYP.
510" 4 .460" : " N
1 oaer X [.0618" ‘P > 1.750" 1= '
YARERTe i ( ' 3. 00" | 7.00" MAX.
= | in 895" Z} \} \ I ﬂ
o 8 lL 060" : ‘ ‘ ] @ ALT. HR SLAT @ HR STARTER ANGLE @ ANGLE
@ ' . L iy SCALE: HALF SIZE SCALE: HALF SIZE SCALE:3"=1'-0" SCALE:3"=1'-0"
in | o
= —
, L 621" =
A 1 \ ) 4.596"
781" L T 4.190"
2.195" n . ‘
S 4510 .258" WARK 219"
.030R " %
MID SILL MID SILL ADAPTOR i 618" T =)
SCALE: HALF SIZE SCALE: HALF SIZE
, /% ‘ TYP. HR SLAT
375 ;
3750 NYLON WASHER ,?xz 255, SCALE: HALF SIZE
1024 OR ALUMINUM - %

- NYLON BUSHING OPTIONAL : ” 500" " ' "
THUMB STAINLESS STEEL ( ) 276" S5 w 5.500" x 13/16" WIDE w f— 400
SCREW - ASSEMBLY mil =} i~

s o B 320 HOLE TYP. 3 A &
= 2 g ' #14 x 2-3/4" 410 HT S.S. SCREW p o -
- Q| © \; X . - —r o
%) INSERTS W/ TC ULTRACOTE COATING Q| .062" 5 2.250"
i 050" NYLON INTO (TYP TOP & BOTTOM) q 1 ||_=| = - =
= WHEEL TRACK ] a = DELTAMODEL 2022 .188"
S 1.100" %\.24@- 154" | 137" ~ 4 INDUSTRIAL SYSTEMS TYP.
— NYLON BUSHING W/ WASHER: ' carg
FOR USE WITH TYP. AT EVERY OTHER 7/16"@ x1/2" @ INTERIOR JOINT TOP | 2.750" l | 2.500" | 689" T
53 AND GAONLY INSIDE JOINT AT TOP 7/16"@ x 1" @ INTERIOR JOINT BOTTOM T ; :
’ EITHER CAN BE USED ON EXTERIOR — SECTION A
SLIDE ROD ROLLER ASSEMBLY BUSHING ASSEMBLY DETAIL @ CENTER BOX INSERT RAINGUARD BOX LOCK
SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE
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f.D Gﬂ ) 2.405" HEAD STYLE VARIES HURRICANE PROTECTION
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\ MIN EDGE DISTANCE BASED L O
FASTENER @ 18" O.C ON MIN. SHOWN IN SCHEDULE - =
(USE ANY ANCHOR SHOWN EXISTING GLASS FOR THE SPECIFIC ANCHOR. EXISTING GLASS o N~ 0
IN ANCHOR SCHEDULE). / 1 VY -_— .8
A = Yo} |
( # 51/ aul zn >I-E§%":‘E®—i
ZQa~ 25y INSIDE -l o 375358
Olz u 1 Zgo2 ( ) m:a SLO05aE
; 1 2502 o = SILL N, 25,888
: a — o
=<2 ALT. DIRECTION ————+ e u / L N Qg easesd
B ~— o -
(INSIDE) wle 5 OF ANGLE LEG (19— | 2 Z <3 Sa 2 g3
% —MIN. 0.093" THICK 6063-T6 o N v, z (o] '§' GEFZT Y
goﬂj” ALUM. ANGLE 1" x 1" MIN. = S = ! oSy ¥
A AN S TO 2" x 5" MAX. ONE
(ANGLE LEG MAY BE REVERSED) ) = \ /@/ ] N z
\ 1) 2 J\A / FASTENER @ 18" O.C. —
(USE ANY ANCHOR SHOWN
(14) (14) (19) IN ANCHOR SCHEDULE). g
#12 x 1/2" GALVANIZED OR 5/16-18 THUMBSCREW TOP & =| s =
262" (TYP) \ 5/16-18x1 THUMBSCREW INTO THREADED 5.5, SMS, 3/16"3 ALUM. POP INTO CENTERMATES poTTom m| SERg o
L_MIN EDGE DISTANCE BASED Sex RIVET, OR 1/4-20 MACHINE (OUTSIDE) | 28388
ON MIN. SHOWN IN SCHEDULE (OUTSIDE) HOLE. LOCATED @ 1/3 SPAN TO 2/3 SPAN BOLT & NUT @ 18" O.C. O| $5229
FROM BOTTOM OF SHUTTER FOR BLADES . MULTIPLE SHUTTER ASSEMBLY > 2 245
FOR THE SPECIFIC ANCHOR. 45'-6" OR BRASS PUSH LOCK 23 n| 53525
TYPICAL PLAN VIEW SCALE: 3" =1'-0" o 22883
L 1" I.u a'cm
SCALE:3"=1-0 ALUMINUM TUBE EXSTING GLASS 77 E| S23¢5
6063-T6 ALLOY = gg2&
2 FASTENERS (SEE TABLE A) zln 2| 395=
EACH ANGLE 9|2 uw sl =
< . — <
2502 =| = Eu:
wy oh " Es <
1"x2"x1/8" OR SILL 23 L Ol lnm 58
2% 2" x /8" 328 (nsiog 2| (Y 83
ALUM. ANGLE Y b o & ] 33
E=c== O ) =Y
3/16"@ ALUM. POP o H /3 A @\ 2 Il :Ill E
RIVET OR #12 SMS :: 2 i )
o :\ 1 @\ ,ﬁ C \ ] £ : Il“ g
ON MIN. SHOWN IN SCHEDULE Y 3/16"@ ALUM. POP Tk ! S
FOR THE SPECIFIC ANCHOR. TYPICAL HR BLADE RIVET OR #12 SMS (14) (14) (14) aﬂ S (19) 2 "’
@ 18" 0.C. (TYP.) 7 AN
FASTENER @ 18" 0.C. (USE ANY &y )
ANCHOR SHOWN IN ANCHOR USE (1) BOX LOCK AT 1/3 5
SCHEDULE). - ] SPANTO 2/3 SPAN FROM (OUTSIDE) E
p— S | SEE TABLE A BOTTOM OF SHUTTER o |58
[ | c |5|2
':| |:' MULTIPLE SHUTTER ASSEMBLY '% g £
, SCALE: 3" =1'-0" S |8:
= 3/16"® ALUM. POP AL
) RIVET OR #12 SMS 8
"x 2" x .090" 5 wlz @ 18" 0.C. (TYP.) :
6063-T6 ALUM. IREEE TABLE A (CC1) TABLE B (CC2) RE
TUBE TYP. So@ ALUMINUM TUBE 3/16"@ ALUM. POP N
R 6063-T6 ALLOY RIVET OR #12 SMS PRESSURE VS ALLOWABLE LENGTH PRESSURE VS ALLOWABLE LENGTH olg
Zolw £ (SEE TABLE B) " 2"%2"x1/8" 3'%3"x1/8" 2"%2"x1/8" 3'%3"x1/8" 5|3
SEG @18"0.C.(TYP) PSF No B/O No B/O PSF WITH B/O WITH B/O T
1" x 2" x .093" \
N N 2 FASTENERS 62 9-8" 13-8" 62 8-3" 12-4" oo
2"x5"x1/8"x 6063-T6 ALUM. —H= FEACH ANGLE 7 92" 13-0" 72 7-10" 11-9" S
CONTINUOUS ANGLE, TYP. H 5 oo T - o PP Scale:  AS NOTED
ALUMINUM ANGLE [ THREE 3/16"@ ALUM. 92 85" 11-11" 92 7-3" 10-10" Drawn by: JWK
OPTIONAL ANGLE (INSIDE) @ h o|  POP RIVETS OR THREE 02 FRY e 102 70" 05" Date: yd7 730/2026
ORIENTATION TYP. S=s=r: #12 SMS, TYP. i 7o 101 120 67 o :
T 3 o o ‘L 1"x 2" x 1/8" OR 150 72" 10-2" 150 6-2" 9-2" J.W. Knezevich
\ I "X "X / 8" 0 200 66" 9-3" 200 5.7" 8-4" Professional Engineer
& & : = 2"x2"x1/8 FL License No.: PE 41961
=\ R & | ALUM. ANGLE
N\ TYPICAL HR BLADE -‘N"é"
\ \ / \ \( EV This iten:jhasdbeeT c(lji itally
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AN \C E NS N c s John W. Knezevich, PE
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#12 x 1/2" GALVANIZED OR @ SEE TABLE B S e F ()
S.S. SMS, 3/16"@ ALUM. POP \ 9/ i, T,
RIVET, OR 1/4-20 MACHINE (OUTSIDE) & e / eW R * S -
BOLT & NUT @ 18" 0.C SIDE CLOSURE OPTIONS . b I a | Signature must be verified
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T . C5 CONNECTION TYPE
REFERENCE ANCHOR EXISTING
x IE SCHEDULE FOR MAX. STRUCTURE
T 5 SPACING 7
e G El / 7" MAX.
GLASS OR Q Sw GLASS OR ZZ2m C2 CONNECTION TYPE 1/4-20 MACHINE BOLT
DOOR R SR DOOR 2B REFERENCE ANCHOR W/NUT @ 12" 0.C. OR
= z|20 5 S|E SCHEDULE FOR MAX. A By \ #14 SMS @ 6" O.C.
250 L) 5224 SPACING — Sy - (TYP. TOP & BOTTOM)
| wv 4 = =
2823 585 = P
1/4"-20 THRU BOLT W/ ; . 2 § S #12x1/2" SMS @ 12" O.C. SEE TABLE 2 OR X w -
LOCK NUT @ 12" 0.C. OR EE TABLE 2 OR = OR 3/16"@ ALUM. POP : S Q&
#12x1/2" SMS @ 12" 0.C. 4 FOR MIN. = g RIVETS @ 6" O.C. OR 1/4"@ EPARATION TO v 2la -
E.S. OR 3/16"@ ALUM. POP SEPARATIONTO | § ALUM. POP RIVETS @ 12" O.C. oSS
RIVETS @ 6" 0.C. E.S. OR GLASS 1 a0 L | S -
1/4"9 ALUM. POP RIVETS @ AND S — o8
12'0.C.ES. — ; ASSEMBLY WY 1/4" MAX. FROM PIN = Rt 1 & El;
= | 1/4" MAX. FROM PIN _ > GUIDE TO BUSHING SEPARATION T0 2225 m
iy SRl g ' WASHER (V) 222e
1/2" o : GLASS OR
ASSEMBLY | : Tép. % =1 caconnECTION TYPE DOOR E % 3
2 7 REFERENCE ANCHOR SCHEDULE [ T0oz2
o EDGE 1
S LA =4 3 connECTION TYPE DISgl' FOR MAX. SPACING AS SHOWN — 285+
LN 4 : xX g
3 f A REFERENCE ANCHOR SCHEDULE / ca connecTion Type L AGRAMONPG. 7) [ u
EDGE FOR MAX. SPACING AS SHOWN = &
/ DIST. REFERENCE ANCHOR
ya IN'DIAGRAM ON PG. 7) SCHEDULE FOR MAX. SPACING. il
€3 CONNECTION TYPE ALTERNATE FASTENER Qo ( 5 pll
REFERENCE ANCHOR EXISTING CONCRETE OR LOCATION. FRONT AND BACK wa i
?\E'T-IIEEF[%)&IJEEFEES'\TAQKI(E F?PACING. HOLLOW CONCRETE BLOCK ANCHORS NOT REQ'D WITH ; Ay 1/4" MAX. FROM PIN
<PAN LOCATION. FRONT AND BACK EXISTING CONCRETE OR THIS INTERIOR LOCATION C2 CONNECTION TYPE i =2 GUIDE TO BUSHING
' HOLLOW CONCRETE BLOCK REFERENCE ANCHOR e NG WASHER (TYP.)
1/4" MAX. FROM ANCHORS NOT REQ'D WITH 0 INSIDE MOUNT SECTION SCHEDULE FOR MAX 0 N =
PIN GUIDE T0 THIS INTERIOR LOCATION SCALE 321" 0" Soey : 5 CONNECTION TYPE 5 CONNECTION TYPE
BUSHING WASHER
1 TvP) INSIDE IVII'OUII\IT "SECTION EXISTING CONCRETE, REFERENCE ANCHOR REFERENCE ANCHOR
SCALE:3"=1-0 HOLLOW CONCRETE BLOCK 7 SCHEDULE FOR MAX. SCHEDULE FOR MAX.
OR WOOD FRAMING EMBED.  SPACING SPACING
BUILD OUT MOUNT SECTION
TYP. BOTTOM SCALE:3"=1-0"
EXISTING CONCRETE,
HOLLOW CONCRETE BLOCK
EXISTING CONCRETE, HOLLOW OR WOOD FRAMING
EDGE DIST.
CONCRETE BLOCK OR WOOD FRAMING 4 CONNECTION TYPE
EMBED. C1 CONNECTION TYPE a / REFERENCE ANCHOR
REFERENCE ANCHOR SCHEDULE 2 i SCHEDULE FOR MAX.
FOR MAX. SPACING AS SHOWN Q LB,
S 1 1 SPACING
/ IN DIAGRAM ON PG. 7) & NG
12" n% @j“i@ m NOTE: FOR DETAILS A, B, D, AND E, THE BASE OF THE 2-PART
L . ol ] . SILL TRACKS MAY BE DISCONTINUOUS WITH 1/4" GAPS
£ _ GLASS OR o BETWEEN SECTIONS PROVIDED EACH SECTION SHALL BE A
A5 DOOR e |[Euw MINIMUM OF 12" LONG AND HAVE AT LEAST 2 ANCHORS OR
Wi Hi 5 5 | e 30 SETS OF ANCHORS. THE TOP PIECE IN CONTACT WITH THE
(G} 1/2" 7 [a)
82 - #12 X 1/2" SMIS @ 12" O.C. st .;giLIEIIZNOR 52580 SHUTTER SHALL BE CONTINUOUS ACROSS GAPS.
e EYa OR 3/16"® ALUM. POP SEPARATION TO ShoRuy
2> n n xX 2|0 = Q
— E8Z3s RIVETS @ 6" O.C. OR 1/4"® GLASS I &z
H1) 272235 ALUM. POP RIVETS @ 12" 0.C. —| =-8at
GLASS OR SEE TABLE 2 OR SEEG L o
DOOR 4 FOR MIN . 2582%a 5 8 <
. é E g Z 2 —=
/82055 SEPARATION TO [ a8 s (7)AND(8) o /2" MAX_ FROM PIN
-205.S. GLASS o & . Q -
MACHINE SCREW g ASSEMBLY 2] A 2 3@ GUIDE TO BUSHING
& NUT @ 12" O.C. W 0 pl 5 'I;I—l o s 1TYP. WASHER (TYP)
w LLLY Y
f&Lf 1/4" MAX. FROM PIN ® AT o .,
.| GUIDETOBUSHING > > C4 CONNECTION TYPE R \(NEZE,/ .,
1. 05" % WASHER (TYP.) EDGE REFERENCE ANCHOR SCHEDULE SN N e,
X8 = EXISTING CONCRETE DIST FOR MAX. SPACING AS SHOWN SN SN R
el = |/ ~—EXISTING CONCRETE, / - R W%
2| © HOLLOW CONCRETE BLOCK OR HOLLOW IN DIAGRAM ON PG. 7) s NO. 41961 * *
CONCRETE BLOCK /¢4 CONNECTION TYPE : . %
@7)0R T 7/ OR WOOD FRAMING REFERENCE ANCHOR : vt
3% x 3" x 1/4" CONT. 4 2 SCHEDULE FOR MAX. SPACING. - * Pk
6063-T6 ALUM. ANGLE o EEF‘E:F?E',\\I'?EEEI\T(;S&TYPE #12x1/2" SMS @ 12" 0.C. ALTERNATE FASTENER . HE-
(SHOWN DASHED) gg:g&%ﬁ FOR MAX. RIVETS @ 6" O.C. OR 1/4"® ANCHORS NOT REQ'D WITH STATE OF ‘z,,..
ALUM. POP RIVETS @ 12" 0.C. THIS INTERIOR LOCATION Bl ORIDD S
WALL MOUNT SECTION CEILING / INSIDE MOUNT SECTION s" -------- “'?'“0‘.
SCALE:3"=1-0" SCALE : 3"=1-0" ‘e ./O Le .
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EXISTING
STRUCTURE
a
EXISTING FINISH EQ.LEQ &
MATERIAL s
‘ w
p I
e 1/4" MAX. FROM PIN GUIDE TO
(5) CURVED TRACK, NO CUTS, ‘/w 3| I ) BUSHING WASHER (TYP.)
TYPICAL TOP AND BOTTOM A L
(o'
C4 CONNECTION TYPE E
REFERENCE ANCHOR Ew5=2m
SCHEDULE FOR MAX. SPACING FUTR
S Lwo
n Gz’ TIZT
7} G O w
. - -
82z
= s-ga~F
%) O n s
a < o
w =l (O] U
2 @jﬁﬁﬁ‘ °e
- , . = 1/4" MAX. FROM PIN GUIDE
[1/2 TO BUSHING WASHER (TYP.)
EXISTING P 1/4-20 MACHINE BOLT
STRUCTURE W/ NUT @ 3" O.C.
EXISTING FINISH 9 8 CUT AT INTERVALS TO
MATERIAL ———— ORM CURVE; MIN. 12" PIECES WITH
C2 CONNECTION TYPE —— MIN. 2 ANCHORS EACH PIECE
REFERENCE ANCHOR SCHEDULE
FOR MAX. SPAGING
(FASTENER @ EACH 4" PIECE). PROVIDE PIECE@ BENT TO FORM CURVE,
MIN. BEND RADIUS 10"
CURVED TRACK DETAIL
SCALE:3"=1"-0"
/ i
¥,

Gron R,

MIN. 2 ANCHORS EACH PIECE

REQUIRED.

EMB. MI O

C5 CONNECTION TYPE
REFERENCE ANCHOR
SCHEDULE FOR MAX. SPACING

CURVED TRACK REINF OPTION 1
SPANS > 6'-0" AND UP TO 10'-0"

1"x1" OR 2"x1/8" 6063-T6 ALUM. ANGLE
CUT TO MATCH AND PROVIDE SUPPORT
OF CUT SHUTTER EXTRUSIONS FRONT AND
BACK. WHERE FRONT OF EXTRUSION IS
CONTINUOUS, REINFORCEMENT IS NOT

CUT AT INTERVALS TO
E; MIN. 12" PIECES WITH

EDGE
, DIST. |

OLT & NUT AT 4" O.C.
PER PIEC

REFERENCE ANCHOR

CURVED TRACK REINF OPTION 2
SPANS 6'-0" AND UP TO 10'-0"

G1 SCALE: 3" =1'-0"

DO NOT CUT VERTICAL LEG OF
SUPPORTING ANGLES.

N

At

CURVED TRACK DETAIL

9 & CUT AT INTERVALS TO
ORM CURVE; MIN. 12" PIECES WITH
MIN. 2 ANCHORS EACH PIECE

1"x1" OR 2"x1/8" 6063-T6 ALUM.
ANGLE CUT TO MATCH AND PROVIDE
SUPPORT OF CUT SHUTTER EXTRUSIONS
FRONT AND BACK. WHERE FRONT OF
EXTRUSION IS CONTINUOUS,
REINFORCEMENT IS NOT REQUIRED.

1/4-20 SS BOLT & NUT AT 4" O.C.
MIN. OF 1 PER PIECE

C5 CONNECTION TYPE
SCHEDULE FOR MAX. SPACING

SCALE: 3" =1"-0"

DETAIL G1, G2, G3 NOTES:

1. Maximum ASD Design Load = +/- 56.1 psf.
2. Applicable for spans less that or equal to 10'-0".

3. Angle to wall may be cut at intervals to form
curve; use min. 12" pieces with min. 2 anchors
each piece.

4. Track fastened to angle may be cut at intervals
to form curve. Use 4" min. pieces with min. 1
bolt per piece.

5. If outside leg of track is not cut, outside angle
reinforcing is not required.
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ANCHOR SCHEDULE ANCHOR NOTES: L9
FASTENER MAXIMUM SPACING (INCHES) REQUIRED FOR VARIOUS DESIGN LOADS AND SPANS 1_FOR COMPLETE ANCHOR NOTES, SEE PAGE 9 OF 9. o 4 =
S - MIN. 2x ANCHOR DIAMETER, MAX. 1/2 ANCHOR SPACING ~ = 9 8a8 o
=) SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO OR 4" WHICHEVER IS SMALLER > E2a%e ™
z LOAD > > o o o . . o SPACING PER SPACING PER =l o AUSS8 Y
= (PSF) 9'-0 11'-0 15'6 8'-6 9'-6 10"-6 12'6 15'-6 ¥ W = S =8£RE
_ ANCHOR TYPE sl ANCHOR SCHEDULE ANCHOR SCHEDULE DD e 263
B (SEE NOTE1) (SEENOTE 1) (SEE NOTE1) (SEENOTE 1) (SEE NOTE1) (SEENOTE 1) (SEE NOTE1) (SEENOTE 1) N = 225 8%¢
» NOTE NS IExiEs
5¢ 4 | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE [ CONNECTION TYPE | CONNECTION TYPE [ CONNECTION TYPE O ALUMINUM OANCHORFROM ————© < Wi - O 55858
w (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) EXTRUS'ON\ SCHED., TYP. z < 5 3 & §§5
- 3" Edge Distance 5.25" Edge Distance TYPICAL ANCHOR SPACING DIAGRAM o S ggg : g
ct|c2|ca|ca|cs|ct|cz|ca|ca|cs|ct ct|c2|ca|ca|cs|ct|c2|calca|cs|ct|ca|ca|ca|cs|ct|ca|ca|ca|cs]|ct|ca|ca|ca]cs ] 2xS(TYP)) . 2x5 @ OUTSIDE ANCHOR !Uﬁﬁ >
* @}m—:ﬂ 800 [16[16| 7 [11]|12]16]16] 6| 9 [10] 16 16|16 (10|16 [14]16]|16] 9 [14]12|16]16] 8 [13[11]16]|15] 7 [11] 9|16 9|7 | TOP (OUTSIDE) FLANGE | (SEE SPACING SECTION X) [ >
950 |16 6 16 | 13 15 16(16] 8 |13[12|16[16]| 7 [12] 10|16 [16| 7 11| o |16[13] 5] 98|16 7|6 o o o [ >
3/8;;4/251?;/\2/2";3”153:-'” 110.0 | 16 i 5 16 | 12 % 13 16|16| 7 |12|10] 16|15 10| 91613 9| 8|16|11 8| 7|14 6|5 5 5 5 5 5 S
4.0 kei Conarete & 1510 [16[10] | 138 13 16 | 12 5 g |71t //// 76 ]15]10 // 76 ]15]10 // 7 (6|14 6|5 1xS(TYP) | 145 @ INSIDE ANCHOR =| - =
3/8-16 Stainless Steel Machine Screw | 200.0 | 13 13| 8 13 dE B EBEEH BEEEE BB BEe 6|5 BOTTOM (INSIDE)  (SEE SPACING SECTION X) (3) HEADER / SILL m| SER3.,
' FLANGE NOTE: "S" INDICATES ANCHOR SCHEDULE SPACING. A i: § 88
- 1.25" Edge Distance 2.5" Edge Distance SPACING DIAGRAM FOR TRACK 3 » § gy E 8
ct|c2|c3|ca|cs]c ct1|c2|c3|calcs|ct|c2|c3fca|cs|ct|ca|ca|ca|cs - C1 CONNECTION TYPE USING PIECE)OR @) x| 2 3 TR
800 J16[11|4]5]6]14 16137 [10]8]16[12]6 9] 7[16]11 6 IXS(TVP) E 623873
% L L Zo - 0 e
950 |14 9 % 5 [12] 7 / 4 ///// e|11]s5]o]7][10]5|[8|6]1a]0 5 s L - 2 §3§€
2 0 Dot Ulrasons 1100 |12 8 /// 106 // 4 ///// 15[ 10 5 7[ef14]o 4 6|5[12]s 5 & : .
w/1.75" embed in 3.1 ksi Concrete | 200.0 | 7 | 4 ‘ / ‘ 4 4 51 | 185 | 8|5 1xS(TYP.) 2x S (TYP.) @@ COVBINATION = 'l g8
1 Q
@/ COMBINATION e [ Wiy ' 33
= - NOTE: "S" INDICATES ANCHOR SCHEDULE SPACING / @0 COMBINATION O 58
2.5" Edge Distance ® 8 ) ||:II| S%
c2|c3|ca|csjct|c2|c3|c4 SPACING DIAGRAM FOR TRACKS COMBINATIONS 7 & 8,11 & 12, 0R9 & 10 < |2 | ;
. Z/./ 1059|6149 |58 - gé_&?%“gﬁg%\l@gE}éSING PIECE@WlTH OUTSIDE ANCHORS ONLY, % *Eg Illhll E:
" /// 3]s . slals|sfn2f7]a]7 - gﬁlfyl\éhé%ﬂ%r\lcmgstésggglELEDCE.OR (2)WITH OUTSIDE ANCHORS B ! 3
1 Q’T&C’Ugf;i\t’ew@“”ete B | mfrTagr]4]1e]s 3 6 - INSIDE SINGLE ANCHOR FOLLOWS TYPICAL ANCHOR SPACING DIAGRAM. S
E by Millennium Fasteners //// %// g 3 - 3 Gl ;/% i
E:J w/ 1.75" embed in 3.5 ksi Concrete ///// ///// 4 /%n/% 6 (4 %n 2
%) b
3 » |52
o w HEADER S B 5
ct aa|cslet|ca|cs|cafcs]ci|ca|ca|aa]cs|ct|ca|cs|ca|cs]ct @ |5l
. 800 [10] 7 , %% w1258 |7|.e|11|a|7]6]15|0]a]7]6]13 'q;, %é
M 950 [ 9 //% 3|3 | _ |wJofa7]e]ra]o]a]s]5[r3]s]3][5]5]10 o 2
7 o Vo Q
o - 1moof7[5] 3 %/%// %%% 13]8|3jelsfruefs|a]s]afn]7|3]s5]4a]s g
1/4" @ Hilman Group Solid-Set Anchor / o 7 7 7 7 >
w/7/8" embed in 3.0 ksi Concrete & el A //// % //// w e // sl Rl B //% a]3)18(> // ulll Kl K E)E
1/4-20 Stainless Steel Machine Screw | 2000 4 |3} @ . d70s] ls3|s]7]s ds[s|7]s] 13]3]7 ME
© |S
P 3l
3.125" Edge Distance 1xS
w . oo
a = HEADER Scale:  AS NOTED
. 800 | 16 12 — USED AS SILL Drawn by: JWK
A 554 1% 2xS$ Date:  07/30/2026
110014 J.W. Knezevich
R 151.0 | 10 SPACING SECTION Professio?jéﬁ‘glilnceer
y %1"6 riD;yve;nsu:rggn . [ools SCALE: 3" =1'-0" FL License No.: PE 41961
w L e eain o. Sl ncrete -
EEny,
1.25 \(N ZEV This item has been digitally
. \C E N:s:. mﬁned and sealgﬂ y
c1| c2 c1||cs|o]cs|ot]c2 £ '5' ", | onthe date adjacent o
e : | NO.41961 %, theseal.
106 /// oo
1/4" @ EA. Hex Head Bolt ) RA ////-///{// : - :: x | Signature must be verified
(Male & Female head optional) 15105 3 /////.////// 3 /’// ] '9» STATEOF ‘2:.: on any electronic copies.
w/2.5" embed in 2.9 ksi Concrete | 200.0 | 4 ///////n///////-//////// 3 - ///// .. FloR\DP‘"".\é‘/‘:
"-.. ‘,¢" * rawing No.
SsonaL e | KC26-0714
Y aiiannnat®® 07/30/2026 sheet 7of 9




ANCHOR SCHEDULE ANCHOR NOTES: = ©
FASTENER MAXIMUM SPACING (INCHES) REQUIRED FOR VARIOUS DESIGN LOADS AND SPANS 1. FOR COMPLETE ANCHOR NOTES, SEE PAGE 9 OF 9. o 4 :.i W
S MAX MIN. 2x ANCHOR DIAMETER, MAX. 1/2 ANCHOR SPACING _— = 2 f%g 9
=] Loap| SPANSUPTO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO OR 4" WHICHEVER IS SMALLER > E 23V,
K o s om . o . . . . ) SPACING PER SPACING PER =l o A0S0 Y
= (PSF) 5'-6 8-8 12'-0 15'-6 5'-6 8'-8 12'-0 15'-6 y W= S :=8<g=
) ANCHOR TYPE o ANCHOR SCHEDULE ANCHOR SCHEDULE D? i, S92
= (SEENOTE1) (SEENOTE 1) (SEE NOTE1) (SEENOTE 1) (SEE NOTE 1) (SEENOTE 1) (SEENOTE 1) (SEE NOTE1) N r X
g NC:TE CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE O ALUMINUM O ANCHOR FROM ————© 1T N 8 g%ﬁgé’z
3 (]
- (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEE NOTE 3) (SEENOTE 3) EXTRUSION \ SCHED., TYP. z Z z 3 & ggg
w 2" Edge Distance 4" Edge Distance TYPICAL ANCHOR SPACING DIAGRAM (e B3 g E3°7¢
ci]c2|c3|ca| csfct ct|cz2|c3|ca|cs]ct ) 2xS(TYP.) 2% @ OUTSIDE ANCHOR !U E g 7
350 [14] 959|596 AR 510596 | TOP(OUTSIDE) FLANGE | (SEE SPACING SECTION X) [ ] Z
480 J10]6 B 6| 4 //-/II////////% % © © o ]
570 |9 |5 :
1/4" & ITW Tapcon 7 O O o O o s
w/ Climaseal Coating SR / IXS(YP) | 1y5@INSDEANCHOR |\ s| g_a
w/ 1.0" embed in Hollow Block 110.0 | 4 /// BOTTOM (INSIDE) (SEE SPACING SECTION X) (3) HEADER /SILL T} o -r.g E § w
NOTE: "S" INDICATES ANCHOR SCHEDULE SPACING. 7 g % a2 a
e 1.25" Edge Distance 2.5" Edge Distance SPACING DIAGRAM FOR TRACK 3 & BTITE
ct|cz2|c3|ca|csfet|c2|ca|ca|cs]ct|ca|ca|ca ct|ce|cs|ca|cs]et|ca|cafca|csfci|ca|cs|ca|cs]c A - CL CONNECTION TYPE USING PIECEGDOR @) 5 232%3
350 |16 12| 6 [11| 7 12 47485 5 //./ 16148 14| 813|859 |[5]10|6]|3]|6]|3]7 5|3 2xS(TYP.) I|: §§§ g‘i
7 b . L o j o
480 |14 9 | 4 5 3 5 3 6| 4 ////% 15105 [10]6f10]e|[3]|6|[3]7]4 Z/% L (ﬂ) (1) 5 g ggéﬁ
4 0 Dowrall Uvasons 570 [11] 7] 4 4 5 4 5 s|3f[s|3]e]|s3 /%// % n 5 .
w/ Stalgard Coating B89 3 L 3 L - L 5 3 4 3 / O CZD . g
w/ 1.25" embed in Hollow Block | 1100 | 6 | 3 | / xS () | 2xS(TYP.) \ @/® coMBINATION | B 'll' |I' 8‘%
NOTE: "s" |N1DICATESANCH0RSCHEDULESPACING D/ COMBINATION g Iy E%
- 1.25" Edge Distance 3" Edge Distance ' ®/ (0 COMBINATION (&) |IIII an
ct|c2|c3|cafcs)ct|ca]|c3|ca|cs]ct ct|c2|c3|ca|cs)ct|c2|c3|cal cs)ct SPACING DIAGRAM FOR TRACKS COMBINATIONS 7 & 8,11 & 12, OR 9 & 10 2 ¢ l -
dul [ acterobi i 2 T %/?/ §/ I IR EAEA R I R o mwmoosoennos | £ W &
: ///// " ONLY, BOTH ANCHORS REQUIRED. ©0f @ E ! »n
P il L L Rl _|te|15| 6 |10 915|946 |6 i1 - INSIDE SINGLE ANCHOR FOLLOWS TYPICAL ANCHOR SPACING DIAGRAM. 2
f w/ 7/8" embed in Hollow Block & il KA 1 2 3 16 il L Rl 3 514]8
% 1/4-20 Stainless Steel Machine Screw ] 110.0 | 6 | 4 12 813 |5|4]17|5 /% 313]5 .
3 HEADER 2 |2k
L YIS 3 gf
350 |16 [10] o AR
o’ g
480 |11 //-/l//////////////
570 | 9 ////ﬂ////////////// _I2
5/16" @ Dew alt Uttracon SiE
w/ 1.25" embed in Hollow Block ] §
© (S
/ “ls
1xS
w 1.25" Edge Distance 2.5" Edge Distance T\)((P. 2le
c1|c2
HEADER Scale: AS NOTED
35.0 |16 | 10 <—_ﬁ USED AS SILL Drawn by: JWK
480 |12 7 2xS Date:  07/30/2026
1/4" @ T&C-UltracoteTM Concrete 570 J10]| 6 J.W. K ich
- S_crevlsi t 5o 17 15 %/ / / // SPACING SECTION Professio?jéﬁ‘glilnceer
y Milennium Fasteners / SCALE: 3" =1"'-0" FL License No.: PE 41961
w/ 125" embed in Hollow Block | 1100 5 /////%%///////////////////////////-///////////////////////////////// _____ ”
" WNEZE) . g
W 1.25 Edge Distance 1.25" Edge Distance :." ‘\( g 3% ‘0. Th';gﬁgﬂdgisdb;earpeﬂl I;allv
ci|c2|ca|aa|csfct|ce|ca|ca|cs AARERIE EIE calcslet|c2|cs|aa|cs|ct|c2|ca3|ca] s SN \,\C Nsé“ ’$' K ;ﬁ?ﬂe\’\é;ﬁgiﬁ;’ifehﬁtpt%
350 |16 16|14 |16 |16 |16 |16]| 9 |14 | 11 16|14 |16 | 16|16 [16| 9 | 14|11 16|13 6 |10| 8 |16|10| 5| 8|6 :' NO. 41961 “_ the seal.
480 16| 16|10[16[12]16]| 13| 6 |10 8 161016 12f16|13| 6 108159 |a]|7]| 5] % 6|4 . H
W \ 570 |16]16] 9 [14[10]16|11]| 5] 9 |6 169 |1a|10f16]|11]5[9|6]12]|8]|a]6]4 //: % * * * Signature must be verified
i % v L ‘ . " ’
(M‘Ialli fFIZ:m:e:e:jziﬁBoo;tal) 750 |16 13| 6 (10| 8 J13| 8 4 6 5 13| 6 |10 8 13| 8 4 6 5 916 7“/ % // “‘.% STATE OF ‘2::' on any electronic copies.
w/1.25" embed in Holow Block | 1100f1a] 9 a7 [s)o|5] 14] | oflal7[5]o[s] f4 Jol4 ////////////// ". A B é".:
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ANCHOR SCHEDULE
FASTENER MAXIMUM SPACING (INCHES) REQUIRED FOR VARIOUS DESIGN LOADS AND SPANS
8] MAX
=] SPANS UP TO SPANS UP TO SPANS UP TO SPANS UP TO
= pester 5'.6" 88" 120" 15'-6"
» ANCHOR TYPE (PSF) i i j j
= SEE (SEENOTE 1) (SEENOTE1) (SEENOTE1) (SEENOTE1)
2 N(:TE CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE
w (SEENOTE 3) (SEENOTE 3) (SEENOTE 3) (SEENOTE 3)
- 2.5" Edge Distance
ci|c2|c3|ca|cs|ct|c2| 3| ca|cs]ct| 2| 3| ca
350 |16 [16]10[16]11]16[11] 6 [10] 7 |13 8 7
480 1613 2|s|)s4]s[s]o]e %%
57.0 [ 16 | 11 6 5 // 4 %
1/4" @ Dew alt Utracon+ Ll KA L 5
w/1.75" embed in Grouted Block | 1100} 9 | 5
w
S ct
o
= 350 |16 //
B 480 |16 ///n/.//.//
3 570 |16 //ﬂ/////
Q 5/16" @ Dew alt Utracon faadll K
w/ 1.75" embed in Grouted Block | 110.0 | 9
w
ci|c2|c3|ca|cs|ct|c2| a3|ca|cs]ct| 2| c3|ca|cs|ct|c2|ca|ca|cs
350 |16 | 16| 16| 16| 16|16 | 16|11 |16]|13]16[15| 8 [12] 9 J16]12| 6 | 9 | 7
480 |16 16|12 16|15]16| 16| 8 |[12[ 916|115 |9 | 7|14 0|4 |75
PTTRTVRE 570 |16 16| 10[ 16| 13] 16| 13| 6 [10| 8 | 15 4 5 // 4
TR Sl Lok 750 |16 | 16 12 16]10| 5| 8|6 |11 4
(Male & Female head optional) -
w/2.5" embed in Grouted Block | 110.0 |16 11| 5| 8 10]7 514]7

ANCHOR NOTES:

1. Spans and loads shown here are for determining anchor 9. Where existing structure is wood framing, wood framing
spacing only. Allowable shutter spans for specific loads conditions vary. Field verify that fasteners are into
must be limited to those shown in Table 1 or Table 3 on adequate wood framing members, not plywood. Fastening
Sheet 1. to plywood is acceptable only for side closure pieces.

2.  An Effective Wind Area of 10 ft® shall be used for 10. Where lag screws fasten to narrow face of stud framing,
determining wind loads for anchors. fastener shall be located in center of nominal 2" x 4" (min.)

3. See mounting section details for identification of wooc_i stud. 3/4" edge distance is acpe_ptable for .WOOd
Connection Type. framlng. Wood stud shall have a minimum den5|tyias

o noted in Anchor Schedule. Lag screws shall have phillips

4. Enter Anchor Schedule based on the existing structure pan head or hex head.
material, anchor type and edge distance. Select Design 11. Machi hall h . f1/2" i
Load greater than or equal to Negative Design Load on : fatch medsc_rebws sha have rglmmurr]n ° ith engagerr]nercmj
shutter and select Span greater than or equal to Shutter orthreads in base anchor and may nNave either a pan head,
Span. truss head, or wafer head (sidewalk bolt), u.o.n.

5. Existing structure may be concrete, ASTM C90 hollow or  12- [] designates anchor conditions which are not
grout filled concrete block, or wood framing. Reference acceptable uses.

Anchor Schedule for proper anchor type based on type of 13. * designates anchors which are removable by removing
existing structure. machine screw, nut or washered wingnut.

6. Anchors shall be installed in accordance with 14. All concrete anchors shall be installed in un-cracked
manufacturers' recommendations. concrete only with minimum concrete strengths as noted

7. Minimum embedment and edge distance excludes wall in Anchor Schedule.
finish or stucco. 15. When anchoring to concrete block, SDS and Impact Drills

8. Where existing structure is post-tensioned concrete shall not be used to drill into block or to install concrete
Contractor shall locate cables prior to anchoring and screws.
coordinate anchorage such that cables are not damaged. 16. See Sheets 7 or 8 for anchor spacing diagrams for typical

tracks, track 3, and track combinations 7 & 8, 11 & 12, and
9 & 10.

ANCHOR SCHEDULE
FASTENER MAXIMUM SPACING (INCHES) REQUIRED FOR VARIOUS DESIGN LOADS AND SPANS
o MAX
> Loap| SPANsUPTO SPANS UP TO SPANS UP TO SPANS UP TO
= ANGHOR TYPE (PSF) 56" g'-g" 12'-0" 15'-6"
= SEE (SEENOTE 1) (SEENOTE1) (SEENOTE 1) (SEENOTE1)
2 NC:TE CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE | CONNECTION TYPE
w (SEENOTE 3) (SEENOTE 3) (SEENOTE 3) (SEENOTE3)
- 0.75" Edge Distance
ci|c2|c3|ca|cs|et|c2|cs|cafcs]ct c2|c3|ca|cs
350 [16[16[ 11|14 [16]16]16] 7 | o [16] 16 16| 4[5 [11
Hm 480 [16]16[ 8 [10[16]16[16| 5|6 [14]16 13 3]s
1/4" @ Wood Lag Screw 570 |16 16| 7 16|16 |16 4 [ 5 [12] I 3|7
W/Shmer;:ﬁrﬁze;::n 750 [16[ 16| 5 15[16[15| 3 | 4 16 E
G=055 1100 |16 16| 3 10] 16 12 3
- 0.75" Edge Distance
ct|c2|c3|ca|cs|ct|c2|cs|cafcs]ct
350 [16[16| 9 [11|16]16]16] 5| 7 [13] 16
Hm 480 [16]16[ 6 [ 8 [15]16[16] 45916
1/4‘f®1V;/ggdLagtSft:_reW 570 |16|16| 5| 7 | 13] 16|13 48|15
rg:ea.r "ofi"ir;:: 750 |16 16 4 5 [10[16 10 6 |11
- G=042 1100|1611 3 [6]11]7 /// 4]s
3
= " 0.75" Edge Distance
c1
*g‘“mm 35.0 |16
480 |15
7/16" @ Brass Wood Bushing 570 113
el T3
G=055 1100 6
- .75" Edge Distance
ci|c2|c3|ca|cset|c2|cs|ca|csfci| 2| c3| ca| csfct| 2| c3|ca cs
350 [16[16[ 15|16 [ 16| 16|16 10] 13|16 16| 16| 7 | o [14]16[16] 5 | 7 |14
480 [16]16[11]15[16]16[16] 7 [ 9 [1a|16[16[ 5[ 7 [10]16|13] 4[5 | 8
' 570 [16[16| 9 [13|16]16]|16] 6 | 8 [12]16[14| 4 |5 |8 |16|11[3 ][4 |6
1/4";'?'\,?}Nﬁf;i"ﬁ:fa‘i’;v':e:ozbad' 750 |16 ] 16 9 |14|16|15| 46 |o1|10|3]|4]|6]13]s 3|5
Shear [|or L to grain: G=042 | 110.0 |16 16 9 |.e[10] 34 11 R E 3

17. The selected anchor shall comply with FBC Section 1711.1.

a. For locations within 300 ft of a coastal shoreline,
anchors shall be stainless steel anchors complying with
FBC Section 1711.1.1.1.

b. For locations greater than 300 ft and less than 3,000 ft
from of a coastal shoreline, anchors shall have
corrosion resistance complying with FBC Section
1711.1.1.2. Verify compliance w/ anchor manufacturer.
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