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REVISIONS
NOTES: (UNLESS OTHERWISE SPECFIED) PCR  |REV DESCRIPTION DATE | APVL
1. CURTAIN IS 22 GAUGE (MIN) STEEL PER ASTM A-653, GR.40 MIN. OR 304 STAINLESS STEEL PER ASTM A-240. I |REEASE TR PRORLETEN el B

2. GUIDE ANGLES ARE STRUCTURAL STEEL PER ASTM A-36 OR STAINLESS STEEL PER ASTM A-240.

CLEAR OPENING WIDTH
3. HOOD IS 24GA GALVANIZED STEEL. - HOOD =
4."SLIP" REFERS TO THE DISTANCE FROM THE WINDLOCK TO THE WINDBAR. - \ < BARREL_\ i
— ! [ FIRE DOOR AUTOMATIC
5. REFER TO: #14 SLAT DWG D-6015. #34 SLAT DWG 701-0605. GUIDE DWGS: 706-1615, 706-1622, 706-1629 I ﬁ \ ;L il CLOSING DEVICE.
6. DOORS THAT UTILIZE M-TYPE GUIDES MUST BE INSTALLED TO 3000PS| MIN. 1 1 ' OPERATION VIA MOTOR
CONCRETE JAMBS TO BE FASTENED WITH HILTI KWIK BOLT 3 ANCHORS OR EQUIVALENT. I | | | L CHAIN HOIST (SHOWN) !
DOORS THAT UTILIZE S-TYPE GUIDES MUST BE INSTALLED TO 3/16" THICK MIN STEEL JAMBS. ADJUSTING i CRANK OR MANUAL PU,SH up
STEEL JAMBS TO BE FASTENED WITH MANUFACTURER PROVIDED BOLTS OR WELDED USING WHEEL (AW) - > )
E60XX ELECTRODE OR BETTER PER INSTRUCTIONS PROVIDED ON SHEET 2 OF THIS DRAWING. |
WELDING TO JAMB IS DISALLOWED FOR FM LABELLED DOORS. [T e e e e i
STOPS ; HAND CHAIN
7. DESIGNED AND TESTED IN ACCORDANCE WITH FLORIDA BLDG CODE AND INTERNATIONAL BLDG CODE. | ;“\7/
8. PROFESSIONAL ENGINEER'S SEAL PROVIDED ONLY FOR VERIFICATION OF WIND LOAD CONSTRUCTION /\/
DETAILS. : h
I\/’—+ 75TYP
9. THIS DOOR CAN BE INTERIOR OR EXTERIOR MOUNTED, AND MUST BE INSTALLED IN ACCORDANCE WITH | w Q ‘ Q %
NFPA 80, WITH FUSIBLE LINKS NEAR THE OPENING AND AT OR NEAR THE CEILING. L . m
EEE 22 GA MIN FRONT,
10. ALL FORCE OR MOMENT VALUES ARE PER LINEAR FT OF GUIDE, PER SIDE. GUIDE 22 GAMIN |_3TYP . 24 GA MIN BACKER, %
A NEGATIVE VALUE INDICATES DIRECTION OPPOSITE OF ARROW DIRECTION. \ —— OPTIONAL MINERAL i
\ WOOL INSULATION o
11. WALL GUIDES FEATURE EXPANSION CLEARANCE ABOVE OR BELOW THE GUIDE FOR THE EVENT C ' @ /m %
F A FIRE. #14 SLAT #34 SLAT S -
0 . X3 _ PROFILE PROFILE /\/ & }/glé\lED%gBCFESS R ©
- E— = 13 %\f — / WINDLOCK FREQUENCY)
O S — ~ * f %\/\/ | OPTIONAL SLIDE LOCKS
R St S =~ I/ | I b
BN [ EREEIR. | :
/ [ k] [ — i *
B S | o o
) l = COILSIDE ELEVATION VERTICAL DETAIL
y A + | ] % ! DIM D'
! B | (FOR DOWNWARD EXPANSION)
? * | K1 F1 Q LF SLAT DOOR HEIGHT DIM D'
[ — D ——— R — 8! 1u
G 8'<DH < 12' 1-1/2"
-~ R / 12<DH< 18 2-1/4"
¢ + . M-GUIDE (1 18' <DH < 24' 3
| | | 24'<DH < 30’ 3-3/4"
b X1 | S-GUIDE oo - DOUBLE OR SINGLE
T [[ ANGLE BOTTOM BAR
GUIDE DETAIL 10
RN
C . A
\\\\\\\HIHI/ //
/ MOMENT - "S-GUIDE / MOMENT - "M-GUIDE ] + \\\ €. SCq » ///
A — - B E— DS e & 2.
‘\ ‘;;;':::::::::: “““““““ L ﬂ;b i ! . \\ so '\'\c & e s
L A1 I = J ] I ASTRAGAL OR SENSING EDGE S B . 2
Al I -
zl | . P BOTTOM BAR DETAIL S S No.BITIT N =
—\ ™ ¢ . =
E LA I E— =*: ® ol
- ¢ O
|- / =" SIATEOF (4
PARALLEL | - = | = 'po \, o éll S
FORCE VA » JOHN E. SCATES, PE A Ny ! OROE SIS
b A @ — - f 2560 KING ARTHUR BLVD, STE 124-54 7 6‘6\8 Bt Dot
4 | LEWISVILLE, TX 75056 /,  SIONAL Y\
(W) NORMAL | . FL PE 51737, TX PE 56308/F2203 mn Y W
1 : B
/ ! ! -
| | e A DIVISION OF
— | - INTERPREL'JI',\[l)ll-IVIESS &S ngsH El?rvc\)”LSEiizg(églED DRAWN APPROVALS _ate w.!gl'll: ‘ OVERHEAD LEWISVILLE, TEXAS
PERASMEYI4SM |~ SHECKED cha:/I\l\lNIlEiE\:\l 9130721 | nﬂ“ﬂﬂl DOOR CORP
(+WIL) y NORMAL " o , ALL DIMS ARE IN XX =k ' DESCRIPTION
! FORCE Qb?éqgﬁogl\/vgf({?%\; Digitally signed by John E Scates | INCHES | , o[%%z® 2 ROUYANG 10121 | \1oDELS 700/700C ROLLING FIRE
. 2900 _OAS'NQ' | DONOTSCALE . DOORS, #14 & #34 SLAT, +/-47 PSF
FORCE DETAIL W|NDLOCK DETAIL Date 2021 1 01 2 1 53200 05 OO DIMS CIRCLED WITH %251 e N/A
SYMBOL'' ARE CRITICAL| o 01 501 = 4. FINISH SIZE|DWG NO. REV
P.rinted copies of this docum.ent are not considergq ESA?'%QE-IS.Y&DNIIEL%?'NMEET > @.500 = +/- N/A D 03 5_00 56
signed and sea!ed anq the signature must be verified | App| |CABLE IN-PROCESS  [ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:
on any electronic copies. INSPECTION STANDARDS. SCALE 1:1 UOM = SHEET 1 OF 10

7 6 5 ‘T‘ 4 ! 3 ’ 2 ]
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN — ]
o —

ALL SLOTS

TOE OF WALL ANGLE\/\F\\

\

3/16,

DETAILS FOR WELDING GUIDES TO STEEL JAMBS

HEEL OF WALL ANGLE

IN LINE WITH EACH SLOT

1-1/4" MIN
EXPANSION CLEARANCE

(UP TO 20' WIDE)

HORIZONTAL EXPANSION DETAIL

MANUAL FOR DOWNWARD
EXPANSION OF GUIDES.

Q

EXPANSION.)

JAMB FASTENER DETAIL

2 WALL ANGLE FASTENER MUST
BE INSTALLED AT BOTTOM OF

WALL ANGLE MOUNTING SLOT
PER FIRE DOOR INSTALLATION

(OR TOP OF SLOT FOR UPWARD

JOHN E. SCATES, PE

2560 KING ARTHUR BLVD, STE 124-54
LEWISVILLE, TX 75056

FL PE 51737, TX PE 56308/F2203

UNLESS OTHERWISE SPECIFIED

APPROVALS  pate

INTERPRET DIMS & TOLS | TOLERANCES:
PER ASME Y14.5M

X =z
ALL DIMS ARE IN XX =%
XXX =%
ANGULAR=% °
DO NOT SCALE
HOLES:
DIMS CIRCLED WITH <3251 = 4/-

SYMBOL 'C>' ARE CRITICAL| i o4 ox'5001 = +/.
TO QUALITY DESIGN =
FEATURES & MUST MEET >@.500 = +/-

DRAWN

D. GAMLIEL ~ 9/30/21

CHECKED

ﬁl A DIVISION OF
HELLY  DOOR CORP

OVERHEAD  LEWISVILLE, TEXAS

G. FINERAN

APPROVED R OUYANG  10/1/21

MATERIAL

DESCRIPTION

MODELS 700/700C ROLLING FIRE

INSPECTION STANDARDS.

N/A DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH VA SIZE[DWG NO. REV
D 035-0056

SCALE 1:1 UOM = SHEET 2 OF 10

APPLICABLE IN-PROCESS  |ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

ENG F.20.041D-(FORM REV -)
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

DO NOT SCALE

DIMS CIRCLED WITH
SYMBOL 'C>>' ARE CRITICAL
TO QUALITY DESIGN
FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

ANGULAR =% °

HOLES:

<@.251 = +/-
@.251-@.500 = +/-
> 3.500 = +/-

MATERIAL

N/A

STL GUIDE M-GUIDE
SLAT# 14 47 PSF
DOOR OPENING WIDTH 10 12 16" 18 20
H 320 370 4. 20 475 338 3656 4 38 4. 68 3,38 3.68 436 4 58 338 366 4 38 4 58 313 363 413 4 63 4. 68
1 300 .00 .00 .o 4.00 4.00 4 00 4.00 4. 00 4 00 400 400 400 400 4.00 4 00 .o .00 .20 .90 4.00
A 300 .00 3,00 .o .00 .00 .90 J.h) oK) .20 o) _h) 3.0 Sl .00 .90 .o .00 .20 .90 3.H)
11 0.19 0.19 0.19 0.23 .25 0.25 .29 025 0,29 0.25 025 029 023 025 0.25 .29 0.23 .25 0.2%5 0.25 025
7 .1 20 20 2 30 261 2 00 200 3.00 .00 2 00 2 00 .00 .00 2 00 2 00 .00 3.00 2 a 20 279 270 .00
2 2 00 2 00 2 00 2 a2l 2 00 2 00 200 2 o) 2 00 2 00 2 00 2 o) 2 00 2 00 2 00 2 20 2 00 2 00 2 00 2 00 2 2l
N 2 ol 2 ol 2 a0 3.00 3.00 3.00 3.00 3.00 3.00 3.00 300 3.00 3.00 300 3.00 3.00 3.00 3.00 3.00 3.00 3.00
T2 0.19 .19 0.19 0.23 0.25 0.25 .29 025 (.29 0.25 025 029 025 025 0.25 .29 0.23 0.25 0.2%5 0,25 025
K2 (.58 0_65 (.58 1.29 1.295 1.29 1.38 1.38 1.29 1.29 1.38 1.38 1.29 1.29 1.38 1.38 1.13 1.13 1.13 1.13 1.38
3 300 ol 4 00 4.00 .00 .00 4 00 4.00 .00 .20 400 400 300 ol 4.00 4 00 .00 .00 4 00 4 00 4.00
Aod 300 .00 3,00 .00 .00 .00 .90 4.00 oK) .20 o) 400 3.0 Sl .00 4. 00 4.00 4.00 4 00 4 00 4.00
T3 025 025 0,35 020 0,38 0,36 0.50 050 (.38 038 030 030 035 0.3& 0.50 0.50 0,38 0,38 0.50 0.50 050
K3 213 2 b3 313 320 1.75 220 2 B3 313 1.79 2 20 2 b3 313 1.790 220 2 B3 313 1.63 213 2 B3 313 3.13
E 1.75 2 00 2 13 2 00 2 B3 2 B3 263 3.00 2 B3 2 B3 2 b3 .00 2 b3 2 b3 2 B3 3.00 313 313 3.00 313 3.00
(2 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 025 025 0,29 0.23 0,38 0,36 035 035 (.38 038 036 035 035 036 0,36 035 0,38 0,38 038 035 035
D 075 075 0.75 0.73 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.75 1.79 1.63 2 00 2 00 2 00 2 00 2 00 2 00 2 00 200 2 00 2 00 2 00 2 00 2 00 2 00 2 00 2 00 2 00
WALL ANCHOR DIA 172 112 172 172 172 112 1/2 1/2 1/2 172 172 172 172 172 112 172 172 172 172 1/2 1/2
WaLL ANMCHOR EMBED 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 31/2 3 1/2 312 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2 3 1/2
WALL ANCHOR SPACING | 1200 1200 1200 1200 14.00 14.00 12.00 16.00 820 900 10.00 1200 o 00 & 00 000 11.00 a.ol a.ol 10.00 900 820
ASSY BOLT DIA G 0 51 G oG oG oG Al o6 oG o & oG oG oG oG oG oG oG o6 oG oG
N ASSY BOLT GRADE A i i i A i i i A A i i i A i i i A i i i
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FRECUENCY ALT ALT ALT ALT CONT COMNT CONT COMT COMT COMT COMNT COMT CONT CONT CONT CONT CONT COMT COMT CONT COMT
SLIP 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 38 172 o G ks 172 172 oG ks 172 172 s ks oG
PAK MOMENT (in*l/LEF) Zodd 2045 2146 2418 4575 a4l B0BEY bhbb fala [isies ooy G293 wa]s: 0673 0638 10595 OB05 11021 11111 12267 12875
NORMAL (Ii¥LF) 230 20 230 230 20 20 28 28 376 376 376 376 423 423 423 423 470 470 470 470 470
PARALLEL (I/LF) b0 2 b02 B0 B0 1184 1184 1194 1194 1994 1684 1470 1470 21649 2164 1913 1913 2601 2621 230 230 20
Wiy,
SN E: 8€4, 7,
N O KCENSE SO 2
#14 SLAT, STEEL M-GUIDE R “ Z
S Y Ne.5ITIT N =
= * v =
- % ' :z —
— ' SIATEOF /oS
ZR REA
JOHN E. SCATES, PE /_,/OA N FLOROEI ST
2560 KING ARTHUR BLVD, STE 124-54 // @@ Semane” e \{\
LEWISVILLE, TX 75056 %, SIONAL S\
FL PE 51737, TX PE 56308/F2203 /1) \\
i
UNLESS OTHERWISE SPECIFIED APPROVALS pure | Kol A DIVISION OF
INTEIEEI?AIESTMEI)EII\\/}?A{%"\I'AOLS TOLERA>2\ICE§:+ E:EZV:‘ED D. GAMLIEL 9/30/2021 | Dalton [%/(EEHC%AE{% LEWISVILLE, TEXAS
ALL DIMS ARE IN XX =% e o INERAN DESCRIPTION
XXX =+ R.OUYANG 10/1/21

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH

N/A

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

D 035-0056

REV

SCALE 1:1

UOM =

SHEET 3 OF 10

ENG F.20.041D-(FORM REV -)
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

DO NOT SCALE
DIMS CIRCLED WITH

HOLES:
<@.251 = +/-

SYMBOL 'C>' ARE CRITICAL 3.251-3.500 = +/-

TO QUALITY DESIGN

FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

> 0.500 = +/-

ANGULAR =% °

MATERIAL

N/A

STL GUIDE S-GUIDE
SLAT # 14 47 PSF
DOOR OPEMING WIDTH 10" 12" 16" 18' 20"
H 3.25 3.75 4.25 4.75 338 3.88 438 4. 88 3.38 3.88 438 4. 88 3.38 3.68 4 38 4 88 313 3.63 4.13 4 63 4. 88
F1 3.00 3.00 3.00 3.50 4.00 4.00 4.00 4.00 4.00 4.00 4.00 400 400 4.00 4.00 4.00 3.50 3.50 3.50 3.50 4.00
*1 3.00 3.00 3.00 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.80 3.80 3.50 3.50 3.50 3.50 3.50
T1 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
k.1 2 38 238 2. 38 2 81 2 B8 2 88 3.00 3.00 2 88 2 88 3.00 3.00 2 88 2 B8 3.00 3.00 275 275 275 275 3.00
F2 2 00 2 00 2 00 2 50 2 00 200 200 2 850 2 00 2 00 2 00 2 80 2 00 2 00 200 2 80 200 200 2 00 2 00 2 50
X2 2 50 2 50 2 50 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
T2 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K2 0.88 0.88 0.88 1.25 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.13 1.13 1.13 1.13 1.38
F3 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 3.00 3.50 4.00 400 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 4.00
X3 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 4.00 4.00 4.00 4.00 3.00
T3 0.25 0.25 0.38 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.50
K3 213 2 B3 3.13 3.25 1.75 225 263 3.13 1.75 2 25 2 B3 3.13 1.75 2 25 2 B3 313 1.63 213 2 B3 3.13 3.13
E 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 263 263 2 B3 2 B3 1.63
& 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38
O 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.75 1.75 1.63 2 00 200 200 2 00 2 00 2 00 2 00 2 00 2 00 2 00 200 200 200 200 2 00 2 00 2 00
WALL BOLT DIA S8 S8 S8 i La) 58 S8 a8 a8 a8 a8 S8 S8 S8 S8 S8 58 S8 S8 S8 a8 58
WALL BOLT GRADE 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5
WALL BOLT SPACING 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00
ASSY BOLT DIA 38 38 38 38 S8 S8 58 58 58 58 S8 S8 S8 S8 A8 58 S8 S8 S8 58 58
B ASSY BOLT GRADE 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FREQLUENCY ALT ALT ALT ALT COMNT COMT COMT COMT CONT COMNT COMT COMT COMNT COMNT COMNT CONT COMT COMNT COMT COMT COMT
SLIP 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 3/8 112 SE 58 112 112 58 58 142 112 S8 58 58
MAX. MOMENT (in*lb/LF) 22 2522 2852 3153 4522 5119 5751 6348 7405 7185 7136 7870 8060 o144 9163 10119 8638 Q053 10112 11288 12346
NORMAL (Ib/LF) 235 235 235 235 282 282 282 282 376 376 376 376 423 423 423 423 470 470 470 470 470
PARALLEL (IL/LF) 602 602 602 602 1104 1194 1104 1104 1900 1684 1470 1470 2169 21690 1013 1013 2651 2651 2352 2352 2352
WY
\\\\ [//
\\\\Qs‘ €. 304 Q/////
\\\ $ ~NCENSE S ///
#14 SLAT, STEEL S-GUIDE NI \ Z
= ) Ne. 5173t v =
= ‘% =
= %" : o=
=« SWWEOF /&
- ‘p ‘s .’ lll —
// o ‘s 'S F,‘ \Q ‘}
JOHN E. SCATES, PE Z K‘e\.,LOR\‘?.' N
2560 KING ARTHUR BLVD, STE 124-54 /// 6‘3, o e\‘ \\\
LEWISVILLE, TX 75056 %7, /ONAL (N
FL PE 51737, TX PE 56308/F2203 /IH“ | |\\\
UNLESS OTHERWISE SPECIFIED APPROVALS  paTe w ne A DIVISION OF
INTERPRET DIMS & TOLS | TOLERANCES: DRAWN — p GAMLIEL _ 9/30/21 Dalton OVERHEAD LEWISVILLE, TEXAS
PER ASME Y14.5M Ty - -2 CRECKED Gy FINERAN L DOOR CORP
ALL DIMS ARE IN XX =% APPROVED DESCRIPTION
XXX =+ R. OUYANG 10/1/21

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH

N/A

D

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

035-0056

REV

SCALE 1:1

UOM =

SHEET 4 OF 10

ENG F.20.041D-(FORM REV -)
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1




NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

SST GUIDE M-GUIDE
SLAT# 14 47 PSE
DOOR OPENING WIDTH 10 12' 16' 18 20
H 3.25 3.75 425 475 3.38 3.88 4 38 4 88 3.38 3.88 4.38 4 88 3.38 3.88 4 38 4 88 4 88
F1 3.00 3.00 3.00 3.50 4 00 4 00 4 00 4 00 4 00 4 .00 4.00 4 00 4 00 4 00 4 00 4 00 4 00
A 3.00 3.00 3.00 3.50 3.00 3.00 3.00 3.00 3.00 3.50 3.50 3.50 3.00 3.00 3.00 3.00 3.00
T1 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K1 2. 36 2.30 236 281 2 .88 2 .88 3.00 3.00 2 60 2.50 3.00 3.00 2 .88 2 .88 3.00 3.00 3.00
F2 200 2.00 2 00 2 50 200 200 200 2 .00 200 2.00 2.00 2 50 200 200 200 2 .00 2. 00
A2 2 50 2 50 2 50 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
12 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K2 0.88 0.86 0.86 125 1.25 1.25 1.36 1.36 1.25 1.25 1.36 1.36 1.25 1.25 1.36 1.36 1.36
F3 3.00 3.50 4 .00 4 .00 3.00 3.00 4 .00 4 00 3.00 3.50 4.00 4 .00 3.00 3.00 4 .00 4 00 4 00
A3 3.00 3.00 3.00 3.00 3.50 3.50 3.50 4 00 3.50 3.50 3.50 4 00 3.50 3.50 3.50 4 00 4 00
T3 0.25 0.25 0.38 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.50
K3 213 263 3.13 3.25 1.75 2 25 263 3.13 1.75 225 263 3.13 1.75 2 25 263 3.13 3.13
E 1.75 2 00 213 2 00 2 63 2 63 263 3.00 263 263 263 3.00 2 63 2 63 263 3.00 3.00
(3 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38
D 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.75 1.7/5 163 200 200 200 200 200 2.00 2.00 200 200 200 200 200 200
WALL ANCHOR DIA 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2
WALL ANCHOR EMBED 31/2 31/2 3 1/2 3 1/2 3 1/2 3172 3 1/2 3 1/2 3 1/2 31/2 3 1/2 3 1/2 3 1/2 3 1/2 31/2 3 1/2 3 1/2
WALL ANCHOR SPACING 12.00 12.00 12.00 12.00 14 .00 14.00 12.00 16.00 8.25 9.00 10.00 12.00 &.00 f.50 f.50 11.00 8.25
ASSY BOLT DIA 3/8 3/8 38 38 2/G 2/8 2/8 2/8 2/8 2/8 2/8 28 2/G 2/8 2/8 2/8 2/8
ASSY BOLT GRADE D D D D D D D D D D D D D D D D D
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FREQUENCY ALT ALT ALT ALT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT
SLIP 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 3/8 1/2 2/8 2/8 1/2 1/2 2/8 2/8 /8
MAX MOMENT (in"lb/LF) 2044 2645 3146 3418 4875 2472 6069 6666 {875 655 559 8293 85808 9673 9638 10595 12675
NORMAL (Ib/LF) 235 235 235 235 262 202 202 262 376 376 376 376 423 423 423 423 470
PARALLEL (Ib/LF) 602 602 602 602 1194 1194 1194 1194 19499 1684 1470 1470 2169 2169 1913 1913 2352
LT,
\\\\\\:\ €. 3C4 ll/”//
N0 -(CENG + &7
NN, &7, ”,
#14 SLAT, STAINLESS STEEL M-GUIDE S . -
=~  No. 51737 v =
= Ly =
S« * xS
= SIAEOF /W&
2\ TS
7,00 IS . SN
JOHN E. SCATES, PE 72, R FLORWI OV
2560 KING ARTHUR BLVD, STE 124-54 ///Qgsl"'"" o \\\\
LEWISVILLE, TX 75056 %y, ONAL N
FL PE 51737, TX PE 56308/F2203 I W\
UNLESS OTHERWISE SPECIFIED APPROVALS pure | KZiTorlll A DIVISION OF
INTEIEEI?AESTMEEI\\/}?A{%'{AOLS TOLERANCES: DRAWN ) GAMLIEL _ 9/30/21 Dalton OVERHEAD LEWISVILLE, TEXAS

APPLICABLE IN-PROCESS

X =

ALL DIMS ARE IN XX =
XXX =

ANGULAR =% °

DO NOT SCALE

ONOTSC HOLES:

DIMS CIRCLED WITH _
SYMBOL 'C>' ARE CRITICAL <Q.251 - *-
@.251-@.500 = +/-
TO QUALITY DESIGN =
FEATURES & MUST MEET >@.500 = +/-

H+H+ H+ I+

CHECKED G FINERAN

DOOR CORP

APPROVED R OUYANG  10/1/21

MATERIAL
N/A

DESCRIPTION

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH
N/A

D

INSPECTION STANDARDS.

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

035-0056

REV

SCALE 1:1

UOM =

SHEET 5 OF 10

ENG F.20.041D-(FORM REV -)

2
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

SST GUIDE S-GUIDE
SLAT# 14 47 PSF
DOOR OPENING WIDTH 10° 12’ 16° 18 20
H 3.25 3.75 425 4 75 3.36 3.806 4 36 4 86 3.36 3.606 4 36 4 86 3.36 3.86 4 36 4 86 4 86
F1 3.00 3.00 3.00 3.20 4 00 4 00 4 .00 4 00 4 00 4.00 4.00 4 00 4 00 4 00 4 00 4 00 4 .00
X1 3.00 3.00 3.00 3.20 3.20 3.0 3.00 3.20 3.20 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
11 0.19 0.19 0.19 0.25 0.25 0.25 025 0.25 0.25 0.25 0.25 025 0.25 0.25 0.25 0.25 025
K1 2 .36 2.36 236 2. .61 2 .60 280 3.00 3.00 2. .68 2608 3.00 3.00 2 80 2 80 3.00 3.00 3.00
F2 2.00 2.00 200 2.20 2.00 200 2.00 2.20 2.00 2.00 2.00 200 2 .00 2 .00 2.00 2.00 2.00
X2 200 2.00 200 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
12 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 025 0.25 0.25 0.25 0.25 0.25
K2 (.68 0.86 0.66 1.20 1.20 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.38
F3 3.00 3.00 4 00 4 .00 3.00 3.00 4 00 4 .00 3.00 3.00 4 00 4 00 3.00 3.90 4 00 4 00 4 00
X3 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
13 0.25 0.25 0.38 0.50 0.38 .36 0.50 0.50 0.38 0.38 0.50 0.50 .36 .36 0.50 0.50 0.50
K3 2.13 2.63 313 3.2 1.75 2.2 263 3.13 1.75 2.2 263 313 1.75 2.2 263 3.13 3.13
E 1.63 1.63 163 1.63 1.63 1.63 1.63 1.63 1.63 163 163 163 1.63 1.63 1.63 1.63 1.63
G 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.36 .36 0386 0.386 0.386 .36 .36 .36 .36 .36 0.386 0.386 0386
D 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.79 1.79 1.63 2.00 2 00 2.00 2.00 2.00 2.00 2.00 200 2 00 2 00 2.00 2.00 2.00
WALL BOLT DIA 2/8 2/8 28 28 2/8 2/8 2/8 2/8 2/8 2/8 2/8 26 2/8 2/6 2/6 2/6 2/8
WALL BOLT GRADE 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
WALL BOLT SPACING 16.00 18.00 16.00 16.00 16.00 18.00 18.00 18.00 18.00 18.00 18.00 16.00 16.00 16.00 16.00 16.00 18.00
ASSY BOLT DIA 3/8 3/8 38 38 2/8 2/8 2/8 2/8 2/8 2/8 2/8 28 2/8 2/6 2/6 2/6 2/8
ASSY BOLT GRADE 2 2 2 D D D D D D D D D D D D D D
ASSY BOLT SPACING 18 18 18 18 16 18 18 16 16 16 16 18 18 18 18 18 18
WINDLOCK FREQUENCY ALT ALT ALT ALT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT
SLIP 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 3/6 1/2 2/8 26 1/2 1/2 2/6 2/6 2/6
MAX MOMENT (in"lb/LF) 2221 2022 2802 3123 4522 2119 2721 6348 7405 7185 7136 7870 6060 9144 9163 10119 12346
NORMAL (lb/LF) 230 230 230 230 282 282 282 282 376 376 376 376 423 423 423 423 470
PARALLEL (Ib/LF) 602 602 602 602 1194 1194 1194 1194 1999 16864 1470 1470 2169 2169 1913 1913 2322
\\\\\HNII/,
\\\‘\\;\\ E ff?ﬂré”//,,
N 50','\"\65"85' N /,/
#14 SLAT, STAINLESS STEEL S-GUIDE S Y Nz
=  No. 54737 =
= x' * ;; =
Z '\ SWATEOF [y
2%\\ 5 > ‘,'ews
JOHN E. SCATES, PE 72, A LLORWL GV
2560 KING ARTHUR BLVD, STE 124-54 ///<°.98 Seoem QY
LEWISVILLE, TX 75056 //,/ /IONAL \\\\
FL PE 51737, TX PE 56308/F2203 W
UNLESS OTHERWISE SPECIFIED APPROVALS pure | KZiTorlll A DIVISION OF
INTEIEEI?AESTMEEI\\/}?A{%'{AOLS TOLERANCES: DRAWN ) GAMLIEL _ 9/30/21 Dalton OVERHEAD LEWISVILLE, TEXAS

ALL DIMS ARE IN

DO NOT SCALE

DIMS CIRCLED WITH
SYMBOL 'C>>' ARE CRITICAL
TO QUALITY DESIGN
FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

X =
XX =
XXX =

H+H+ H+ I+

ANGULAR =% °

HOLES:
<@.251 = +/-
@.251-@.500 = +/-
> 3.500 = +/-

CHECKED G FINERAN

DOOR CORP

APPROVED R OUYANG  10/1/21

MATERIAL

N/A

DESCRIPTION

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH

N/A

D

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

035-0056

REV

SCALE 1:1

UOM =

SHEET 6 OF 10

ENG F.20.041D-(FORM REV -)

2

1
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

SYMBOL 'C>' ARE CRITICAL
TO QUALITY DESIGN
FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

0.251-@.500 = +/-
> 0.500 = +/-

STL GUIDE M-GUIDE
SLAT # 34 47 PSF
DOORE OPEMNIMG WIDTH 10 12 16 18 20
H 3.25 375 4 25 475 3.38 3.848 4 38 4 848 338 3.88 4 .38 4 88 3.38 3.80 4 .38 4 88 313 338 363 380 413 4 B3 4 88
F1 3.00 300 300 3.50 4 .00 4.00 4 .00 4 00 400 4 .00 4 .00 4.00 4 00 4 00 4 .00 4 .00 350 400 350 4 00 3.50 3.50 4 .00
X1 3.00 300 300 3.50 360 350 3.50 3 50 350 3.50 360 350 350 3 50 350 3.50 350 350 350 350 3.50 3.50 350
11 0.19 .19 .14 025 025 .25 025 0. 25 025 .25 025 .25 (.25 0. 25 025 025 025 .25 (.25 .25 025 025 025
k.1 230 230 238 281 2 .80o 2 88 200 2.00 2 84 2. 88 200 2.00 2 80 2 840 200 200 275 2aa 275 2 aa 2075 275 200
2 2 00 2 00 2 00 250 200 2 00 2 00 2 50 200 2 00 200 2 50 200 2 00 200 2 50 2 00 200 200 200 2 00 2 00 2 50
A2 2 50 2 50 2 50 3.00 3.00 3.00 3.00 3.00 300 3.00 3.00 3.00 3.00 3.00 3.00 3.00 300 3.00 3.00 3.00 3.00 3.00 300
T2 0.19 0.19 0.19 025 025 0.25 0.25 0.25 0.25 0.25 025 0.25 0.25 0.25 0.25 0.2%5 0.25 025 0.25 0.25 0.25 0.2%5 0.25
.2 .88 (. 88 (.84 125 125 1.25 1.38 1.38 1.25 1.25 1.30 1.38 1.25 1.25 1.38 1.38 1.13 125 1.13 1.25 1.13 1.13 1.30
F3 3.00 3.50 400 4 .00 3.00 3.50 4 .00 4 00 3.00 3.50 4 .00 400 3.00 3.50 4 .00 4 .00 300 3.00 350 350 4. 00 400 4 .00
X3 3.00 300 300 3.00 360 350 3.50 4 00 350 3.50 360 4.00 350 3 50 350 4 .00 4 .00 350 4 00 350 4 .00 4 .00 4 .00
T3 0 25 0 25 0. 35 050 0385 035 0.50 050 035 035 050 050 0. 35 0 .38 0_50 0_50 0385 0.35 0. 35 0 35 0.50 0_50 0_50
3 213 263 3.13 325 1.75 225 263 313 1.75 2.25 263 313 1.75 2.25 263 3.13 1.63 1.75 213 225 263 3.13 313
= 1.75 2 00 213 2 .00 263 263 2 63 3.00 2 63 2 63 263 3.00 263 263 2 63 3.00 3.13 263 313 263 3.00 3.13 3.00
(3 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0 25 0 25 0 2% 025 0385 035 0 38 0. 38 035 035 0385 035 0. 35 0 .38 .35 035 0385 0.35 0. 35 0 35 0 35 0_35 0 385
B 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
F. 1.75 1.75 1.75 163 200 2 00 2 00 2 00 200 200 200 2 00 2 00 2. 00 2. 00 200 2 00 200 2 00 2 00 2.00 200 2 00
WALL ANCHOR DIA 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 374 1/2 34 1/2 1/2 1/2
WALL ANCHOR ENMBED 3 12 312 312 3172 3 112 3 12 3 12 3 12 312 3172 312 3 12 312 3 12 3 12 31/2 312 5 5/8 312 5 5/8 3 12 3 12 312
WALL ANCHOR SPACIMNG 158.00 18.00 1600 18.00 1600 18.00 18.00 18.00 10.00 1200 1200 16.00 10.00 10.00 10_00) 1200 10.00 |25 10.00 I 25 11.00 11.00 10.00
ASSY BOLT DIA 3o /8 /8 /8 5/a 5/8 5/a 5/ 5/a 5/8 5/a 5/8 5/ 5/ 5/a 5/8 5/a 5/8 5/ 5/8 5/a 5/ 5/8
ASSY BOLT GRADE 5 5 b 5 b 5 5 b b 5 b 5 5 b 5 5 b 5 5 b 5 5 5
ASSY BOLT SPACIMNG 18 18 18 18 18 18 18 18 18 18 18 18 18 18 13 18 18 18 18 18 13 18 18
WINDLOCK FREQUENCY ALT ALT ALT ALT COMNT CONT COMNT CONT CONT CONT COMNT CONT COMNT COMNT CONT COMNT CONT CONT COMNT COMNT CONT COMNT COMT
SLIP 1/4 1/4 174 1/4 1/4 14 1/4 174 /8 1/2 5/a 5/8 1/2 1/2 5/a 5/8 1/2 1/2 1/2 1/2 5/a 5/ 5/8
AKX MOMENT (in*lb/LF) 1013 - 1072 - 1072 - 1116 23410 2661 2762 2003 47 6009 5592 6214 7455 a.374 ala7 0956 aod 8 9443 100238 10633 9959 11029 11549
NORMAL (lb/LF) 235 235 235 235 282 287 282 202 76 376 376 376 423 423 423 423 470 470 470 470 470 470 470
PARALLEL {Ib/LF) 0 0 0 0 443 443 443 443 1576 1260 1043 1043 16834 1834 1677 1677 2380 2380 2380 2380 2080 2080 2080
Wy,
NN I
W ECAre
N CCENS S 7
P, 0CENSENE 2
#34 SLAT, STEEL M-GUIDE > “ =
= / No.si73T N =
= ‘=
= % * ‘o =
— 0\ STATEOF S
- ‘p ‘\ ,' QI -~
2,0\ £ O IS
JOHN E. SCATES, PE Z A\@\ LOR\DC-’ c,\,\\\
2560 KING ARTHUR BLVD, STE 124-54 /// ss.""" g\\ A
LEWISVILLE, TX 75056 77, IONAL \\\\
FL PE 51737, TX PE 56308/F2203 ///I it |\\\
UNLESS OTHERWISE SPECIFIED APPROVALS  paTe w ne A DIVISION OF
INTEIEEI?AESTMEEI\\/}?A{%'{AOLS TOLERANCES: DRAWN ) GAMLIEL  9/30/21 Dalton [%/(EEHC%AE{% LEWISVILLE, TEXAS
ALL DIMS ARE IN ¥ ot ESPESSEED G. FINERAN DESCRIPTION
Gt o e OVANG. 1T MODELS 700/700C ROLLING FIRE
DONOTSCALE | o N/A DOORS, #14 & #34 SLAT, +/- 47 PSF
DIMS CIRCLED WITH —<@.251 = +/- FTISH

N/A

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

D 035-0056

REV

SCALE 1:1

UOM =

SHEET 7 OF 10

ENG F.20.041D-(FORM REV -)
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NOTES: (UNLESS OTHERWISE SPECFIED)

STL GUIDE S-GUIDE
SLAT # 34 47 PSE
DOOR OPENING WIDTH 10 12 16° 18" 20
H 3.25 3.75 4 25 475 330 3,88 4 38 4 88 3.3 360 4 38 4 58 3.38 3.88 4 38 4 68 3.13 3.38 363 3.88 413 4 63 4 88
F1 3.00 3.00 3.00 3.50 4.00 4.00 4.00 4.00 4.00 4.00 400 4 00 4 00 4.00 4.00 4.00 3.50 4.00 3.50 4.00 3.50 3.50 4.00
A1 3.00 3.00 3.00 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50
11 019 0.19 0.19 025 025 025 0 25 0 25 025 025 025 025 025 0 25 025 025 025 025 025 025 0 25 0 25 0 25
k1 2 38 2 38 2. 30 2. a1 2 60 2 00 3.00 3.00 2. 60 2. 60 3.00 3.00 2 00 2. 00 3.00 3.00 2.5 280 275 280 2.5 2.5 300
2 2 00 2 00 200 250 200 2 00 2. 00 2. 50 2. 00 2. 00 200 250 2 00 2. 00 200 250 200 200 200 200 2. 00 2. 00 250
A2 2 50 2 50 2 5l 3.00 3.00 300 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 300 300 300 3.00 3.00 3.00 3.00 300 300
T2 0.19 0.19 0.19 0. 2% 0. 2% 0. 25 0.25 0.25 0. 2%5 0. 2%5 025 0 25 0 25 0.25 0. 2% 0. 2% 0. 2% 025 025 025 0 25 0 2% 0 2%
2 (.88 0.88 (.88 1.25 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.13 125 1.13 1.25 1.13 1.13 1.38
F3 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 3.00 3.50 4 .00 4 00 3.00 3.50 4.00 4.00 3.00 3.00 3.50 3.50 4.00 4.00 4.00
A3 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 4.00 3.00 4.00 3.00 4.00 4.00 3.00
T3 025 0 25 038 0_50 038 038 0.50 0.50 038 038 050 0.50 038 0 38 0_50 0_50 038 0.38 038 038 0.50 050 050
k.3 213 2 b3 3.13 3.25 1.75 225 2 b3 .13 1.75 2 25 263 313 1.75 2 .25 2. b3 3.13 1.63 1.75 213 225 2 b3 .13 .13
E 163 163 1.63 1.63 1.63 163 163 163 1 .63 1 .63 163 163 163 163 1.63 1.63 2 b3 163 263 163 2 b3 2 b3 1 63
(3 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38
B 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
F. 1.75 1.75 1.75 1 .63 200 2 00 2. 00 2. 00 2. 00 2. 00 200 2 00 2 00 2. 00 200 200 200 200 200 200 2. 00 2. 00 2. 00
VWALL BOLT DIA 5/ 5/g 5/g 5/8 5/8 5/8 5/8 5/8 H/8 H/8 H/8 5/g 5/g 5/g 5/g 5/8 5/8 5/8 5/g 5/g 5/g 5/g 5/8
WALL BOLT GRADE 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5
VWALL BOLT SPACING 18.00 1800 1800 18_00 18.00 18.00 1800 1800 18.00 18.00 18.00 18.00 18.00 1800 18.00 18.00 18.00 18.00 18.00 18.00 1800 18.00 18.00
ASSY BOLT DIA 378 38 38 38 5/8 5/8 58 58 5/8 5/8 5/8 5/8 5/8 58 58 5/8 5/8 5/8 5/8 5/8 58 58 5/8
ASSY BOLT GRADE L L L : L L L L L L L L L L L 5 5 5 5 5 5 : 5
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FEEQUENCY ALT ALT ALT ALT CONT COMNT COMNT COMNT COMNT CONT COMNT COMNT COMNT COMNT COMNT COMNT CONT COMNT COMNT COMNT COMNT COMNT COMNT
SLIF 144 1/4 1/4 1/4 1/4 1/4 1/4 1/4 /8 1/2 5/8 5/8 1/2 1/2 58 5/8 1/2 1/2 1/2 1/2 5/a 58 5/8
AKX MOMENT {in*lb/LE) -bb6 1 -bb6 1 -bb1 -7 b4 1967 2208 2465 2bGh 5977 539 52649 5797 6929 F8db 7691 o460 7791 ao5h 6981 10045 6991 10031 11021
MORMAL (lb/LF) 235 235 235 235 202 202 202 202 376 376 376 376 423 423 423 423 470 470 470 470 470 470 4710
PARALLEL (Ib/LF) 0 0 0 0 443 443 443 443 1676 1260 1043 1043 1834 1834 1677 16577 2380 2380 2360 2360 2080 2080 2080
LH
N\ € 5Cqp 7,
N -z 2 8
S P, NCENSE S 7
#34 SLAT, STEEL S-GUIDE S o “ z
= 0 No.sATT v =
= . ‘ k=
= ! * ‘e =
=" STATEOF s
ZR &S
JOHN E. SCATES, PE ///OA\ ‘~J°LOR\°?:"6‘ N
2560 KING ARTHUR BLVD, STE 124-54 7, s *---—--‘e\\ \\\
LEWISVILLE, TX 75056 /// //s’ON AL \\\\
FL PE 51737, TX PE 56308/F2203 nt Y ‘\\\
UNLESS OTHERWISE SPECIFIED APPROVALS oare | N2l A DIVISION OF
INTEIEEI?AIESTMEI)EII\\/}?A{%"\I'AOLS TOLERA>2\ICE§:+ EE/;ZV:‘ED D. GAMLIEL  9/30/21 Dalton [%/(EEHC%AE{% LEWISVILLE, TEXAS
ALL DIMS ARE IN XX =+ s o INERAN DESCRIPTION
MGIARCE o e ANE 10 L MODELS 700/700C ROLLING FIRE
DONOTSCALE | eq. N/A DOORS, #14 & #34 SLAT, +/- 47 PSF
g%ngF CCLEDD X‘VISI-EHCRITICAL <10.251 = 4- FINISH
e — S D osso0se
N INSPECTION STANDARDS. | SCALE 1:1 UOM = SHEET 8 OF 10

ENG F.20.041D-(FORM REV -)

2
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

ALL DIMS ARE IN

DO NOT SCALE

DIMS CIRCLED WITH
SYMBOL 'C>>' ARE CRITICAL
TO QUALITY DESIGN
FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

X =
XX =
XXX =

H+H+ H+ I+

ANGULAR =% °

HOLES:

<@.251 = +/-
@.251-@.500 = +/-
> 3.500 = +/-

CHECKED G FINERAN

DOOR CORP

SST GUIDE M-GUIDE
SLAT# 34 47 PSF
DOOR OPENING WIDTH 1) 12 16' 18’ 20
H 3.20 3.75 425 475 3.38 3.88 4 38 4 88 3.38 3.88 4 38 4 88 3.38 3.88 4 38 4 88 3.38 3.88 4 88
F1 3.00 3.00 3.00 3.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 400 4.00
X1 3.00 3.00 3.00 3.50 3.50 3.50 3.50 3.80 3.80 3.580 3.50 3.80 3.80 3.80 3.50 3.50 3.50 3.80 3.80
11 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 025 0.25
K1 2. 38 2 38 2. 38 2. 81 2. 88 2. 88 3.00 3.00 2 88 2 88 3.00 3.00 2 88 2 88 3.00 3.00 2. 88 2. 88 3.00
FZ 2 00 2 00 2 00 2. 50 2 00 2 00 2 00 2 a0 2 00 200 2 00 250 2 00 2 00 2 00 2. a0 2 00 2 00 2 a0
A 2. 50 260 200 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
T2 0.19 0.19 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K .88 (.68 0.88 1.25 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.386 1.25 1.25 1.38
F3 3.00 3.50 4 00 4 00 3.00 3.50 4 00 4 00 3.00 3.50 4 00 4. 00 3.00 3.50 4 00 4 00 3.00 3580 4 00
X3 3.00 3.00 3.00 3.00 3.50 3.50 3.50 400 3580 3.50 3.50 4. 00 3.50 3.50 3.50 4 00 3.50 3580 4 00
13 0.25 0.25 0.38 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0..38 0.50
K3 213 263 3.13 3.25 1.75 225 263 3.13 1.75 2 25 2 63 3.13 1.75 225 263 3.13 1.75 2 20 3.13
E 1.75 2.00 213 2.00 263 263 263 3.00 2. 63 2. 63 2. 63 3.00 263 263 263 3.00 263 2. 63 3.00
e 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 (.38 0.38 0.38 0.38 0.38 (.38 0..38
D 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.75 1.75 1.63 2 00 2 00 2. 00 200 200 200 200 2 00 2 00 2 00 2.00 2 00 2 00 2 00 2 00
WALL ANCHOR DIA 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 1/2 58 1/2 1/2 1/2 1/2 1/2 34 34 1/2
WALL ANCHOR EMBED 3172 3172 3172 3172 31/2 31/2 31/2 31/2 3112 31/2 4 3/8 3172 3 1/2 3172 312 312 5 a/8 5 9/8 31/2
WALL ANCHOR SPACING | 18.00 18.00 16.00 18.00 18.00 18.00 18.00 18.00 11.00 12.00 14.00 16.00 10.00 10.00 10.00 12.00 725 7 25 10.00
ASSY BOLT DIA 38 28 28 38 0/8 o/8 o/8 o/8 o8 o/8 o/8 o/8 o/8 o/8 0/8 0/8 0/8 o/8 o/8
ASSY BOLT GRADE 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5 5
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FREQUENCY ALT ALT ALT ALT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT
SLIF 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 38 1/2 a8 o/8 1/2 1/2 o/8 o/8 1/2 1/2 o/8
MAX MOMENT (in*lb/LF) -1013 -1072 -1072 -1116 2340 2061 2782 3003 G447 65009 o692 65214 7458 8374 8167 8956 9443 10633 11549
NORMAL (lb/LF) 235 235 235 235 287 287 287 287 376 76 376 76 423 423 423 423 470 470 470
PARALLEL (Ib/LF) 0 0 0 0 443 443 443 443 1576 1260 1043 1043 1834 1834 1577 1577 2380 2380 2080
W,
SN E: 864,77,
D PEREENSEJ® L
#34 SLAT, STAINLESS STEEL M-GUIDE N \ Z
— 'c' No 51737 . ".:2
= % * 5;5
— o' STATEOF i
XN &S
JOHN E. SCATES, PE ///OA‘ N FLOROETSN S
2560 KING ARTHUR BLVD, STE 124-54 ///988"'-"‘ \\\\\\
LEWISVILLE, TX 75056 %y, ONAL QN
FL PE 51737, TX PE 56308/F2203 l/”““\ \
UNLESS OTHERWISE SPECIFIED APPROVALS pure | KZiTorlll A DIVISION OF
INTEIEEI?AESTMEEI\\/}?A{%'{AOLS TOLERANCES: DRAWN ) GAMLIEL _ 9/30/21 Dalton OVERHEAD LEWISVILLE, TEXAS

APPROVED R OUYANG  10/1/21

MATERIAL

N/A

DESCRIPTION

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH

N/A

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:
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NOTES: (UNLESS OTHERWISE SPECFIED)

THIRD ANGLE PROJECTION

(AN —]
o —

#34 SLAT, STAINLESS STEEL S-GUIDE

JOHN E. SCATES, PE
2560 KING ARTHUR BLVD, STE 124-54
LEWISVILLE, TX 75056

FL PE 51737, TX PE 56308/F2203

S5T GUIDE S-GUIDE
SLAT# 34 47 PSF
DOOR OPENING WIDTH 10' 12' 16 18' 20
H 3.25 3.75 425 4.75 3.36 3.68 4.38 4.88 3.38 3.68 4.38 4.88 3.38 3.68 4.38 4. 68 3.36 3.68 4.88
F1 3.00 3.00 3.00 3.50 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00 4.00
K1 3.00 3.00 3.00 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50 3.50
11 0.19 0.18 0.189 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K1 2.38 2.38 2.38 2.81 2.88 2.88 3.00 3.00 2.88 2.88 3.00 3.00 2.88 2.88 3.00 3.00 2.88 2.88 3.00
F2 2.00 2.00 2.00 2.50 2.00 2.00 2.00 2.50 2.00 2.00 2.00 2.50 2.00 2.00 2.00 2.50 2.00 2.00 2.50
K2 2.50 2.50 2.50 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
T2 0.19 0.18 0.19 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25 0.25
K2 0.88 0.88 0.88 1.25 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38 1.38 1.25 1.25 1.38
F3 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 3.00 3.50 4.00 4.00 3.00 3.50 4.00
X3 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00 3.00
T3 0.25 0.25 0.38 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50 0.50 0.38 0.38 0.50
K3 2.13 2.63 3.13 3.25 1.75 2.25 2.63 3.13 1.75 2.29 2.63 3.13 1.75 2.25 2.63 3.13 1.75 2.25 3.13
E 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63 1.63
G 1.06 1.06 1.06 1.06 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
B 0.25 0.25 0.25 0.25 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38 0.38
D 0.75 0.75 0.75 0.75 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00 1.00
R 1.75 1.75 1.75 1.63 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00 2.00
WALL BOLT DIA 5/ 8 /8 /8 /8 /8 58 58 /8 58 /8 /8 /8 58 /8 /8 /8 /8 /8 /8
WALL BOLT GRADE 9 9 9 9 9 9 9 9 9 9 9 9 9 9 9 9 o 9 9
WALL BOLT SPACING 16.00 18.00 18.00 18.00 18.00 18.00 16.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00 18.00
ASSY BOLT DIA 3/8 3/8 3/8 3/8 /8 58 58 /8 o/8 9/ 8 9/ 8 9/ 8 9/ 8 oI8 oI8 oI8 5/8 /8 /8
ASSY BOLT GRADE 5 5 5 5 9 9 9 9 5 5 5 5 5 5 5 5 5 5 5
ASSY BOLT SPACING 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18 18
WINDLOCK FREQUENCY ALT ALT ALT ALT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT CONT
SLIP 1/4 1/4 1/4 1/4 1/4 1/4 1/4 1/4 3/8 1/2 2/8 2/8 1/2 1/2 2/8 2/8 1/2 1/2 /8
MAX MOMENT (in*lb/LF) -661 -661 -661 -764 1987 2208 2465 2686 2977 2039 2269 2791 6929 7846 7691 8480 8856 10046 11021
NORMAL (Ib/LF) 235 235 235 235 282 282 282 282 376 376 376 376 423 423 423 423 470 470 470
PARALLEL (Ib/LF) 0 0 0 0 443 443 443 443 1576 1260 1043 1043 1834 1834 1577 1577 2380 2380 2080
awng,,
S & 8047,

UNLESS OTHERWISE SPECIFIED

APPROVALS DATE w ne

INTERPRET DIMS & TOLS
PER ASME Y14.5M

ALL DIMS ARE IN

DO NOT SCALE

DIMS CIRCLED WITH
SYMBOL 'C>>' ARE CRITICAL
TO QUALITY DESIGN
FEATURES & MUST MEET
APPLICABLE IN-PROCESS
INSPECTION STANDARDS.

TOLERANCES:

X =
XX =
XXX =

H+H+ H+ I+

ANGULAR =% °

HOLES:

<@.251 = +/-
@.251-@.500 = +/-
> 3.500 = +/-

DRAWN " D. GAMLIEL ~ 9/30/21

CHECKED G FINERAN

Dalton

A DIVISION OF
OVERHEAD
DOOR CORP

LEWISVILLE, TEXAS

APPROVED R OUYANG  10/1/21

MATERIAL
N/A

DESCRIPTION

MODELS 700/700C ROLLING FIRE
DOORS, #14 & #34 SLAT, +/- 47 PSF

FINISH
N/A

D

ALL GEOMETRY GOVERNED BY 3D CAD DATABASE:

SIZE | DWG NO.

035-0056

REV

SCALE 1:1

UOM =
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