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VP Buildings
3200 Players Club Circle  Memphis TN  38125

a division of BlueScope Buildings North America, Inc.

This drawing, including the information hereon, remains the property of VP Buildings.  It is
provided solely for erecting the building described in the applicable purchase order and may be
reproduced only for that purpose.  It shall not be modified, reproduced or used for any other
purpose without prior written approval of VP Buildings.

The general contractor and/or erector is solely responsible for accurate good quality workmanship in
erecting this building in accordance with this drawing, details referenced in this drawing, all applicable
VP Buildings erection guides, and industry standards pertaining to proper erection, including the
correct use of temporary bracing.

The VP Engineer's seal applies only to the
work product of VP and design and
performance requirements specified by VP.
The VP Engineer's seal does not apply to the
performance or design of any other product or
component furnished by VP except to any
design or performance requirements specified
by VP.

B

REV. DATE: REV. NO.

1/2"

4"

TAPE MASTIC
CONT. (025390)

LOWER
ROOF
SHEET

UPPER
ROOF
SHEET

ROOF
PURLIN

PURLIN

LOCATION

DETAILS QUALIFY FOR AIR
INFILTRATION/WATER PENETRATION
RATED ASSEMBLIES.

12-14 x 1 1/4"
ROOF STRUCT FSNR

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.06/26/19 04

RC02B1
PANEL RIB ROOF-STANDARD

PANEL ENDLAP

*

*
WHEN BLANKET INSULATION
IS GREATER THAN 4"

USE 12-14 x 1 1/2"

3/16" x 1/4"

3 1/2"

REV. DATE: REV. NO.

3/16" x 1/4" TAPE MASTIC
CONT. (025390)

ANTI-CAPILLARY
BEAD

ROOF STITCH FSNR

PURLIN BEARING EDGE

SEE FOR STD FASTENER PATTERN

FOR UL90 FASTENER PATTERN

FOR ICE DAMMING FASTENER

RC04B1

RC04B3
SEE

SEE
RC04B2

FOR UL90/ICE DAMMING
SEE

RC04B4
FASTENER PATTERN

REV. DATE: REV. NO.

PATTERN
DETAILS QUALIFY FOR AIR
INFILTRATION/WATER PENETRATION
RATED ASSEMBLIES.

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.06/26/19 05

RC03B1
PANEL RIB ROOF-STANDARD

PANEL SIDELAP

12-14 x 1 1/4"
ROOF STRUCT FSNR

*

*
WHEN BLANKET INSULATION
IS GREATER THAN 4"

USE 12-14 x 1 1/2"

1/4-14 x 7/8"

REV. DATE: REV. NO.09/10/20 02

RC04B1
PANEL RIB ROOF FSNR PATTERNS

STANDARD

1'-0" 1'-0" 1'-0"

ENDLAP & RIDGE CAP

INTERMEDIATE PURLIN

BUILDING EAVE

1/4-14 x 7/8" ROOF
STITCH FSNR
1 PER PURLIN

12-14 x 1 1/4" ROOF
STRUCT FSNR
2 PER FOOT

1 PER FOOT
STRUCT FSNR
12-14 x 1 1/4" ROOF

1 PER SPACING
1 PER PURLIN AND
STITCH FSNR
1/4-14 x 7/8" ROOF

1/4-14 x 7/8" ROOF
STITCH FSNR
1 PER PURLIN AND
1 PER SPACING

12-14 x 1 1/4" ROOF
STRUCT FSNR
2 PER FOOT

PANEL SIDELAP

USE 12-14 x 1 1/2" FASTENER WHEN
BLANKET INSULATION THICKNESS IS
GREATER THAN 4"

**

**

**

**

REV. DATE: REV. NO.06/26/19 01

RC20A1
FLAT PROFILE SOFFIT

CANOPY

SOFFIT EAVE TRIM (SET-)

SOFFIT PANEL

WIDTH
CANOPY

STRUCT. FSNR

PANCAKE #2 PSD

EAVE TRIM

FOR COMPLETE CANOPY DETAILS
RC31**

SEE

INSTALL FSNR TO
AVOID PANEL LEGS

1/4-14 x 1 1/4"

(55307) 1'-0" O.C.

12-14 x 1"

TEKS 3 (1'-0" O.C.)

1/8" POP RIVETS
AT 1'-0" O.C.

TRIM ANGLE (TA-)

REV. DATE: REV. NO.

7 
7/

8"

3/16" x 1/4" TAPE MASTIC
CONT. (025390)

OUTSIDE CLOSURE
PANEL RIB (80140)

1/4-14 x 7/8"

@ 1'-0" O.C.

FACE OF
WALL PANEL

BOTTOM OF
ROOF SHEET

1 1/4"

PR / VR WALL PANEL
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WALL STITCH FSNR

VEE RIB (80362)

(1) PER 12" @ VR OR RPR
(2) PER 12" @ PANEL RIB
WALL STRUCT FSNR
12-14 x 1 1/4"

RAKE CHANNEL

STRUCT FSNR @ 1'-0" O.C.
12-14 X 1 1/4" ROOF

RPR (80130)

**INSULATION THICKNESS IS > 4"

**

REV. DATE: REV. NO.REV. DATE: REV. NO.06/26/19 05

RC30B1
PANEL RIB ROOF RAKE TRIM

ALL PURLINS AT PR, VR OR RPR WALL THRU 2:12

USE 12-14 x 1 1/2" FSNR IF

RAKE FASCIA (RKF-)

REV. DATE: REV. NO.06/26/19 02

RC30B4
PANEL RIB ROOF RAKE TRIM

ALL PURLINS WITH SOFFIT

7 
7/

8"

3/16" x 1/4" TAPE MASTIC
CONT. (025390)

1/4-14 x 7/8"

RAKE FASCIA (RKF-)

FACE OF
WALL PANEL

BOTTOM OF
ROOF SHEET

1 1/4"

SOFFIT PANEL
WALL STITCH FSNR

STRUCT FSNR

RAKE CHANNEL

CANOPY RAKE PR, VR OR RPR
PARTIAL WALL

SOFFIT TRIM (STC_)

@ 1'-0" O.C.

1/4-14 x 7/8" WALL
STITCH FSNR @ 1'-0" O.C.

@ 2'-0" O.C.

12-14 x 1 1/4" WALL
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STRUCT FSNR 1'-0" O.C.
12-14 x 1 1/4" ROOF

REV. DATE: REV. NO.06/26/19 02

RC30B6
PANEL RIB ROOF RAKE TRIM

ALL PURLINS @ RAKE EXTENSION W/SOFFIT

7 
7/

8"

1/4-14 x 7/8"

RAKE FASCIA
(RKF-)

BOTTOM OF
ROOF SHEET

SOFFIT PANEL

WALL STITCH FSNR

STRUCT FSNR

SOFFIT
TRIM (STC_)

ROOF EXTENSION
FROM B.L.

3/16" x 1/4" TAPE MASTIC
CONT. (025390)

STRUCT FSNR @ 1'-0" O.C.
12-14 x 1 1/4" ROOF

RAKE CHANNEL
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@ 1'-0" O.C.

@ 2'-0" O.C.

12-14 x 1 1/4" WALL

1/4-14 x 7/8" WALL
STITCH FSNR @ 1'-0" O.C.

REV. DATE: REV. NO.06/26/19 04

RC30B7
PR ROOF RAKE TRIM

MASONRY WALL

BOTTOM OF
ROOF SHEET

7 
7/

8"
 T

YP

S.S. ROOF STITCH

CONCRETE
ANCHOR

CONCRETE
ANCHOR

ADAPTOR TRIM
(AT-)

MAS. WALL

2'-0" O.C.
BY OTHERS

BY OTHERS
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RAKE FASCIA (RKF--)

2'-0" O.C.

1 1/4"

WALL STITCH FSNR

CONT. (025390)
3/16" x 1/4" TAPE MASTIC

FSNR 1'-0" O.C.

1/4-14 x 7/8"

1/4-14 x 7/8"

AT 1'-0" O.C.

REV. DATE: REV. NO.06/26/19 02

RC30BB
PANEL RIB ROOF RAKE

ALL PURLINS, ROOF EXT. W/O SOFFIT

7 
7/

8"

RAKE FASCIA
(RKF-)

BOTTOM OF
ROOF SHEET

WALL STITCH FSNR

STRUCT FSNR

ROOF EXTENSION
FROM B.L.

STRUCT FSNR @ 1'-0" O.C.
12-14 x 1 1/4" ROOF

RAKE CHANNEL

3/16" x 1/4" TAPE MASTIC

@ 2'-0" O.C.

12-14 x 1 1/4" WALL
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@ 1'-0" O.C.

1/4-14 x 7/8"

SOFFIT TRIM (STC_)

REV. DATE: REV. NO.06/26/19 02

RC30CE
PANEL RIB ROOF RAKE TRIM   (W/SOFFIT)

PURLINS,PIGGYBACK CANOPY@RAKE EXT

7 
7/

8"

RAKE FASCIA
(RKF-)

BOTTOM OF
ROOF SHEET

ROOF EXT.

@ 1'-0" O.C.

1/4-14 x 7/8" WALL

SOFFIT PANEL

SOFFIT TRIM

RAKE EXT. CHANNEL

STITCH FSNR

CONT. (025390)
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STRUCT FSNR @ 1'-0" O.C.
12-14 x 1 1/4" ROOF

3/16" x 1/4" TAPE MASTIC

(TRMX- ) @ 11 1/2" PURLINS
(ST-) @ 7", 8 1/2", & 10" PURLINS

STRUCT FSNR @ 1'-0" O.C.
12-14 x 1 1/4" WALL

REV. DATE: REV. NO.06/26/19 05

RC30E1
PANEL RIB ROOF RAKE TRIM

ALL PURLINS, PR, VR OR RPR WALL OVER 2:12

7 
7/

8"

CONT. (025390)

WALL STRUCT FSNR

WALL STITCH FSNR

RAKE FASCIA (RKF-)1 1/4"
FACE OF
WALL PANEL

WALL STRUCT FSNR

BOTTOM OF
ROOF SHEET

PANELS WHEN ROOF PITCH EXCEEDS 2:12
NOTE: FIELD SLOPE CUT VR & RPR WALL

RAKE CHANNEL

**

**

**INSULATION THICKNESS IS > 4"
USE 12-14 x 1 1/2" FSNR IF

RAKE CLOSURE (RCL-)
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12-14 x 1 1/4" ROOF
STRUCT FSNR @ 1'-0" O.C.

3/16" x 1/4" TAPE MASTIC

(1) PER 12" @ VEE RIB
(2) PER 12" @ PANEL RIB

12-14 x 1 1/4"

@ 1'-0" O.C.

1/4-14 x 7/8"

12-14 x 1 1/4"

@ 3'-0" O.C.

PR, VR OR
RPR WALL PANEL

REV. DATE: REV. NO.06/26/19 02

RC31B1
PANEL RIB W/ EAVE FASCIA

PR, VR OR RPR WALL

WALL PANEL

WALL STITCH FSNR

OUTSIDE CLOSURE
PANEL RIB (80140)

ROOF STITCH

PANEL RIB INSIDE
CLOSURE (80130)

5 3/4"

W.P.

1 1/4"
FACE OF
WALL PANEL

VEE RIB (80362)
RPR (80130)

TAPE MASTIC
(025390) CONT.
BOTH SIDES OF
CLOSURE

3/16" x 1/4"

FSNR 1'-0" O.C.

1/4-14 x 7/8"

EAVE FASCIA (EF-)

1'-0" O.C.

1/4-14 x 7/8"

9/08/2026

NTS

REV. DATE: REV. NO.04/19/22 06

RC32B1
PANEL RIB W/ EAVE GUTTER

PR, VR OR RPR WALL

FACE OF
WALL PANEL

EAVE GUTTER (EG-)

ROOF STITCH FSNR
1 PER STRAP

OUTSIDE CLOSURE
PANEL RIB (80140)

STITCH FSNR

PANEL CLOSURE
ANGLE (PCA-)

PANEL RIB INSIDE
CLOSURE (80130)

W.P.

WALL PANEL

STITCH FSNR

VEE RIB (80362)
RPR (80130)

ATTACHMENT
STRAP
FOR GUTTER

SEE DETAIL
RC39A2 OR RC39A3

3/16" x 1/4" TAPE

1'-0" O.C.

1/4-14 x 7/8" WALL

2 1/4"
1 1/4"

1/4-14 x 7/8"

AND 3 PER 1'-0"

MASTIC (025390) BOTH
SIDES OF CLOSURE

REV. DATE: REV. NO.04/19/22 05

RC32B8
PANEL RIB W/ EAVE GUTTER

NOTCHED PANEL RIB WALL

FACE OF
WALL PANEL

W.P.

PANEL RIB INSIDE
CLOSURE (80130)

MASTIC (025390) EA.
SIDE OF CLOSURE

ATTACHMENT
STRAP
FOR GUTTER

SEE DETAIL
RC39A2 OR RC39A3

SEAL W/ 3/16" x 1/4"

2 1/4"

1 1/4"

EAVE GUTTER (EG-)

ROOF STITCH FSNR
1 PER STRAP
ROOF STITCH FSNR
1 PER STRAP

1/4-14 x 7/8"

AND 3 PER 1'-0"

REV. DATE: REV. NO.06/26/19 02

RC33B1
PANEL RIB W/ EAVE TRIM

PR, VR OR RPR WALL

5 3/4"

OUTSIDE CLOSURE
PANEL RIB (80140)

3/16" x 1/4" TAPE
MASTIC CONT.
(025390) BOTH

WALL STITCH

PANEL RIB INSIDE
CLOSURE (80130)

W.P.

1 1/4"
FACE OF
WALL PANEL

SIDES OF CLOSURE

VEE RIB (80362)

WALL PANEL
PR / VR

RPR (80130)

FSNR 1'-0" O.C.

1/4-14 x 7/8"

EAVE TRIM (ET-)

REV. DATE: REV. NO.06/26/19 01

RC33B8
PANEL RIB ROOF

NOTCHED PANEL RIB WALL

NOTCHED PANEL
RIB WALL PANEL

1 1/4"

5 3/4"

FACE OF
WALL PANEL

W.P.

REV. DATE: REV. NO.06/26/19 04

RC34B1
PANEL RIB ROOF
RIDGE CAP ENDLAP

VARIES
4"

VARIES

1/2"

3/16" x 1/4"
TAPE MASTIC
CONT. (025390)

LOWER
ROOF
SHEET

PANEL RIB
CAP SHEET

RIDGE
PURLIN

(P-)

NOTE:
MASTIC (027893) FOR MIAMI-DADE
AND BROWARD COUNTY,FL
REQUIREMENTS

SUBSTITUTE 1/8" X 1" TAPE

REV. DATE: REV. NO.

6"

6"

ROOF
PURLIN

RIDGE
ROLL
(RGC-)

CL RIDGE

ROOF STITCH

PANEL TO HT- TRIM
SEALANT (80507) AT END
3/8" BEAD OF SKINNING

PANEL RIB ROOF
PANEL

PANEL CAP (HT_)

CONT. TAPE MASTIC

ROOF STITCH

REV. DATE: REV. NO.07/17/19 03

RC34D1
PANEL RIB ROOF

RIDGE ROLL ENDLAP (OVER 4:12)

1/4-14 x 7/8"

FASTNER 1'-0" O.C.

FASTNER 2'-0" O.C.

1/4-14 x 7/8"

1/8" X 1" (027893)

1
Florida State Approval PR Roof

Gainesville, Florida
Florida State Approval

VP Buildings
1 9/08/2026 RLB

** For Installation in areas within 3000 feet of a saltwater coastline, fasteners are
    corrosion resistant as per the Florida Building Code, Section 1711.

1

1

ADDED THE FBC CORROSION NOTE
AND UPDATED SEDS
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VP Buildings
3200 Players Club Circle  Memphis TN  38125

a division of BlueScope Buildings North America, Inc.

This drawing, including the information hereon, remains the property of VP Buildings.  It is
provided solely for erecting the building described in the applicable purchase order and may be
reproduced only for that purpose.  It shall not be modified, reproduced or used for any other
purpose without prior written approval of VP Buildings.

The general contractor and/or erector is solely responsible for accurate good quality workmanship in
erecting this building in accordance with this drawing, details referenced in this drawing, all applicable
VP Buildings erection guides, and industry standards pertaining to proper erection, including the
correct use of temporary bracing.

The VP Engineer's seal applies only to the
work product of VP and design and
performance requirements specified by VP.
The VP Engineer's seal does not apply to the
performance or design of any other product or
component furnished by VP except to any
design or performance requirements specified
by VP.
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REV. DATE: REV. NO.06/26/19 02

RC35B1
PANEL RIB HIGH EAVE TRIM

PR, VR OR RPR WALL

ROOF STITCH FSNR

WALL STITCH FSNR

PEAK FASCIA (PKF-)

W.P.

1 1/4"

1 1/2"

PANEL RIB (80140)
OUTSIDE CLOSURE

FACE OF
WALL PANEL

WALL PANEL

ALIGN WITH
RAKE FASCIA
AT ENDWALL

VEE RIB (80362)
RPR (80130)

1'-0" O.C.

1/4-14 x 7/8"

1'-0" O.C.

1/4-14 x 7/8"

7 3/4" OR
PANEL RIB
OUTSIDE
CLOSURE (80140)

MASTIC (025390) CONT
EACH SIDE OF CLOSURE

3/16" x 1/4" TAPE

REV. DATE: REV. NO.

3/16" x 1/4" TAPE
MASTIC (025390)
CONT. ON BOTH
SIDES OF CLOSURE

5 3/4"

PANEL RIB
INSIDE CLOSURE
(80130) W.P.

12-14 x 1 1/4"
WALL STRUCT FSNR
1'-0" O.C.

SOFFIT
PANEL

STRUCT FASTENER
12-14 x 1 1/4"

(SET-) ATTACH W/
SOFFIT EAVE TRIM

WALL STITCH FASTENER
1'-0" O.C. W/ SOFFIT,

1/4-14 x 7/8"

1'-0" O.C. W/O SOFFIT

CANOPY WIDTH

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.06/26/19 01

RCV004
PANEL RIB ROOF W/ EAVE FASCIA

 AT CANOPY

S.S. ROOF STITCH
FSNR.  1'-0" O.C.

1/4-14 x 7/8"

EAVE FASCIA (EF-)

REV. DATE: REV. NO.

EAVE GUTTER
STRAP (STR2)
3'-0" O.C.

1/4-14 x 7/8"
S.S. ROOF STITCH
FSNR (097581-)
3'-0" O.C.

3/16" x 1/4" TAPE
MASTIC (025390)
CONT. ON BOTH
SIDES OF CLOSURE

2 1/4"

PANEL RIB
INSIDE CLOSURE
(80130)

W.P.

12-14 x 1 1/4"
WALL STRUCT FSNR
1'-0" O.C.

1/4-14 x 1 1/4"
STRUCT. WALL FSNR

SOFFIT
PANEL

(55307) 1'-0" O.C.
INSTALL FSNRS TO

SOFFIT RIBS
ALIGN UNDER

PANEL RIB

SOFFIT EAVE TRIM (SET-)

(GAD-) WITH
11 1/2" PURLINS

8 1/2" PURLINS
(TA-) WITH
TRIM ANGLE

STRUCT FASTENER

WALL STITCH FASTENER

1'-0" O.C. W/O SOFFIT

1/4-14 x 7/8"

1'-0" O.C. W/ SOFFIT,
12-14 x 1 1/4"

ATTACHMENT
FOR GUTTER STRAP

SEE DETAIL
RC39A2 OR RC39A3

CANOPY WIDTH

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.

EAVE GUTTER (EG-)

S.S.  ROOF STITCH
FSNR.  (097581-)
1 PER STRAP AND

PER 1'-0" O.C.

1/4-14 x 7/8"

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.04/19/22 03

RCV010
PANEL RIB ROOF W/ EAVE GUTTER

AT CANOPY

3

REV. DATE: REV. NO.REV. DATE: REV. NO.

CANOPY EAVE
TRIM (CET-)

5 3/4"

W.P.

12-14 x 1 1/4"
STRUCT. WALL FSNR

SOFFIT
PANEL

1'-0" O.C.
INSTALL FSNRS TO

SOFFIT RIBS
ALIGN UNDER

CANOPY WIDTH

12-14 x 1 1/4"

1'-0" O.C.
STRUCTURAL FSNR

REV. DATE: REV. NO.06/26/19 01

RCV014
PANEL RIB ROOF W/ EAVE TRIM

AT CANOPY

SOFFIT EAVE TRIM (SET-) ATTACH

FASTENER 1'-0" O.C. W/O SOFFIT
SOFFIT, 12-14 x 1 1/4" STRUCT
STITCH FASTENER 1'-0" O.C. W/
WITH 1/4-14 x 7/8" WALL

WALL STRUCTURAL
FSNR 1'-0" O.C.

12-14 x 1 1/4"

PANEL RIB INSIDE CLOSURE

MASTIC (025390) EA.  SIDE OF
CLOSURE

(80130) SEAL W/ 3/16" x 1/4"

REV. DATE: REV. NO.

3/16" x 1/4" TAPE
MASTIC (025390)
CONT. ON BOTH
SIDES OF CLOSURE

5 3/4"

PANEL RIB
INSIDE CLOSURE
(80130)

W.P.

12-14 x 1 1/4"
STRUCT. FSNR
1'-0" O.C.

FACE OF

STRUCT. FSNR

SOFFIT EAVE
TRIM (_SF2_) STRUCT FASTENER

12-14 x 1 1/4"

WALL STITCH FASTENER
1'-0" O.C. W/ SOFFIT,

1/4-14 x 7/8"

1'-0" O.C. W/O SOFFIT

PANEL

REV. DATE: REV. NO.REV. DATE: REV. NO.

STITCH FSNR.

REV. DATE: REV. NO.06/26/19 01

RCV043
PANEL RIB ROOF W/ EAVE FASCIA

AT OPEN WALL OR RAKE EXT. AT WALL

EAVE STRUT

(OPTIONAL AT
SOFFIT

RAKE EXT.)

EAVE FASCIA (EF-)

STITCH FSNR 1'-0" O.C.
1/4-14 x 7/8"

STITCH FSNR. 1'-0" O.C.
1/4-14 x 7/8"

REV. DATE: REV. NO.

EAVE GUTTER
STRAP (STR2)
3'-0" O.C.

1/4-14 x 7/8"
STITCH FSNR
3'-0" O.C.

3/16" x 1/4" TAPE
MASTIC (025390)
CONT. ON BOTH
SIDES OF CLOSURE

EAVE GUTTER (EG-)

1/4-14 x 7/8" S.S.
STITCH FSNR. 1
PER STRAP AND 3
PER 1'-0" O.C.

2 1/4"

PANEL RIB
INSIDE CLOSURE
(80130)

W.P.

12-14 x 1 1/4"
STRUCT. FSNR
1'-0" O.C.

PANEL RIB

EAVE GUTTER
STRAP (STR2)

STITCH FSNR

STRUCT. FSNR

FACE OF

STRAP ATTACHMENT
FOR GUTTER

SEE DETAIL
RC39A2 OR RC39A3

EAVE STRUT

STRUCT FASTENER
12-14 x 1 1/4"

WALL STITCH FASTENER
1'-0" O.C. W/ SOFFIT,

1/4-14 x 7/8"

1'-0" O.C. W/O SOFFIT

REV. DATE: REV. NO.

PANEL

REV. DATE: REV. NO.REV. DATE: REV. NO.

(OPTIONAL AT
SOFFIT

RAKE EXT.)

SOFFIT EAVE
TRIM (_SF2_)

REV. DATE: REV. NO.REV. DATE: REV. NO.REV. DATE: REV. NO.04/19/22 02

RCV047
PANEL RIB ROOF W/ EAVE GUTTER

AT OPEN WALL OR RAKE EXT. AT WALL

9/08/2026

NTS

REV. DATE: REV. NO.

HIGH SIDE EAVE1"

45

NOTCH DETAIL
A-A

A

A

CUT AWAY
SHADED AREA

O

FASCIA (RKF-) OR
PEAK FASCIA (PKF-)

NOT FASTEN FACE OF CAP
POP RIVETS - DO
FASTEN CORNER CAP W/ (8)

@ HIGH SIDE FASCIA

HIGH EAVE FASCIA
EXTENDED TO RAKE
FASCIA (COPE & TAB)

TUBE SEALANT (80507)
CAP WITH BRONZE
SEAL FASCIA TO CORNER

A

A

REV. DATE: REV. NO.06/26/19 05

RC38AJ
HIGH EAVE CORNER ASSEMBLY

ALL WALL SYSTEMS (SSR, PANEL RIB ROOFS)

RAKE FASCIA (RKF-)

METAL
CORNER
CAP MCC1

REV. DATE:

RAKE FASCIA
(RKF-)

TAPE MASTIC (025390)
B/W PEAK CAP & RIB CAP

APPLY 3/16" X 1/4" TAPE
MASTIC (025390) UNDER
EACH EDGE OF RIB CAP

SHEET METAL

ATTACH (SPC-) TO

(6) PER PEAK CAP

CUT AND FOLD TAB

1/4-14 X 7/8"

REV. NO.07/14/22 04

RC38C4
METAL PEAK CAP

TO RAKE FASCIA ATTACHMENT (P-RIB ROOF - ONLY)

ROOF STITCH FSNR

RAKE FASCIA TO
LAP UNDER PEAK
CAP MIN 3"

(RKF-) W/ 6 POP RIVETS

PEAK CAP (SPC-)

AT END OF RRC AS REQ'D

APPLY 3/16" x 1/4"

PEAK RIB CAP (PRC)
BEND AT CENTER
RIDGE, FOLD AND
SEAL OVERLAPPING
EDGES AS REQUIRED

REV. DATE: REV. NO.06/26/19 04

RC38N1
EAVE GUTTER CORNER ASSEMBLY

ALL SYSTEMS

GUTTER CLOSURE
(GGC-) FASTEN IN
PLACE W/ 10 POP
RIVETS

BIRD STOP (BS1)
FASTEN IN PLACE
W/ 4 POP RIVETS

EAVE GUTTER (EG-)

1"

45

NOTCH DETAIL
A-A

A

A

SEAL INSIDE
PERIMETER OF
CLOSURE W/
BRONZE TUBE
SEALANT
(80507)CUT AWAY

SHADED AREA

2 1/2"

O

METAL CORNER
CAP MCC1 W/
8 POP RIVETS

RAKE FASCIA (RKF-)

PANEL RIB FILLER
(FPRF1) FASTEN IN
PLACE W/ 4 POP RIVETS

REV. DATE: REV. NO.06/26/19 01

RC38N2
RAKE FASCIA
EAVE ASSEMBLY

1"

45

A

A

NOTCH DETAIL
A-A

RAKE FASCIA
(RKF-)

PANEL RIB
FILLER (FPRF-)

EAVE ASSEMBLY
(EA-)

ATTACH W/ 4
POP RIVETS

ATTACH W/ 6
POP RIVETS

CUT AWAY
SHADED
AREA

O

REV. DATE: REV. NO.06/26/19 04

RC38P1
DOWNSPOUT ASSEMBLY

ALL SYSTEMS

EAVE GUTTER (EG-)

CUT AND TAB HOLE IN
EAVE GUTTER (EG-)
SEAL NIPPLE TO GUTTER
CONNECTION WITH BRONZE
TUBE SEALANT (80507)

DOWNSPOUT NIPPLE
(DN1) FASTEN IN
EAVE GUTTER W/
8 POP RIVETS

DOWNSPOUT (CP510)
FASTEN TO DOWNSPOUT
NIPPLE W/ 3 POP
RIVETS

SEE ERECTION DWGS
FOR QUANTITY OF
DOWNSPOUTS

DOWNSPOUT STRAP
(DST1) FASTEN TO
WALL PANEL WITH
WALL STITCH FSNR
BEND TAB
TO SECURE BOTH
HALVES OF STRAP
(DST1) TOGETHER

2 STRAPS PER

OF DOWNSPOUT

DOWNSPOUT
ELBOW (5CE75)
FASTEN TO
DOWNSPOUT W/ 2
POP RIVETS

10' SECTION

REV. DATE: REV. NO.06/26/19 04

RC38R1
DOWNSPOUT ASSEMBLY
ALL SYSTEMS (WITH CANOPY)

EAVE GUTTER (EG-)

CUT AND TAB HOLE IN
EAVE GUTTER (EG-)
SEAL NIPPLE TO GUTTER
CONNECTION WITH BRONZE
TUBE SEALANT (80507)

DOWNSPOUT (CP510)
FASTEN TO DOWNSPOUT
ELBOW W/ 3 POP RIVETS

SEE ERECTION DWGS
FOR QUANTITY OF
DOWNSPOUTS

DOWNSPOUT STRAP
(DST1) FASTEN TO
WALL PANEL WITH
1/4-14 x 7/8" WALL
STITCH FSNR BEND
TAB TO SECURE BOTH
HALVES OF STRAP
(DST1) TOGETHER

2 STRAPS PER

OF DOWNSPOUT
10' SECTION

DOWNSPOUT
ELBOW (TYP)
(5CE75) FASTEN
TO DOWNSPOUT
WITH 2 POP RIVETS

DOWNSPOUT NIPPLE (DN1)
FASTEN IN EAVE GUTTER
WITH 8 POP RIVETS

REV. DATE: REV. NO.

2 1/4"

MASTIC (027893)
ON TOP OF
GUTTER STRAP

ROOF STITCH FSNR
1 PER STRAP

ROOF STRUCT FSNR
1 PER STRAP

W.P.

(STR2) GUTTER
STRAP UNDER
ROOF PANEL

ROOF STITCH FSNR
1 PER STRAP
ROOF STITCH FSNR
1 PER STRAP

1/4-14 x 7/8"

12-14 x 1 1/4"

1/4-14 x 7/8"

3'-0" O.C.

EAVE GUTTER (EG-)

1/8" X 1" TAPE

REV. DATE: REV. NO.REV. DATE: REV. NO.

ATTACH TO STRUCTRAL
EAVE MEMBER

STRAP TO TOP OF
ROOF PANEL)

(OPTIONAL: ATTACH

REV. DATE: REV. NO.03/27/24 05

RC39A2
PANEL RIB GUTTER

STRAP ATTACHMENT

AND 3 PER 1'-0"

REV. DATE: REV. NO.06/26/19 02

RC52B1
PANEL RIB ROOF HT CHANGE

BLANKET INSULATION

ROOF HEIGHT CHANGE
FLASHING (RCF-)

CONT. (025390)

GAGE ANGLE
GAC1040

W.P.

STRUCT FSNR (55307)

TOP OF PURLIN

STRUCT FSNR
1 PER PURLIN

1/4-14 x 1 1/4" 12-14 x 1 1/4" ROOF

12" O.C.

NOTE: 4" LEG OF ANGLE

FSNR 6" O.C.
1/4-14 x 7/8" ROOF STITCH

3/16" x 1/4" TAPE MASTIC

PANEL RIB ROOF

REV. DATE: REV. NO.04/19/22 03

RC61B6
PR EAVE GUTTER EXPANSION JOINT

FOR BUILDING OVER 160' IN LENGTH

GUTTER STRAP

3/4" GAP

GUTTER JOINT COVER
FIELD FABRICATE

FOR GUTTER STRAP
ATTACHMENT

SEE RC39A2

(STR2) OR (STR3)

ANGLE (PCA-)
PANEL CLOSURE

GGC_

EAVE GUTTER

160' MAX.

160' MAX.

FOR BUILDING OVER 160' IN LENGTH

FASTENER 3
ROOF STITCH

PER 1'-0" O.C.

REV. DATE: REV. NO.

PEAK
FASCIA
(PKF-)

12-14 x 1 1/4"

3/16" x 1/4"

7 3/4"

RAKE EXT.
SOFFIT PANEL
(OPTIONAL)

PANEL RIB
OUTSIDE CLOSURE
STRIP (80140)

1/4-14 x 7/8"

(097581-) 1'-0" O.C.
ROOF STITCH FSNR

WALL STRUCT.

CANOPY WIDTH

REV. DATE: REV. NO.06/26/19 02

RCV017
PANEL RIB ROOF HIGH EAVE TRIM

AT CANOPY

SOFFIT EAVE TRIM (CET-) ATTACH WITH

STRUCT FASTENER 1'-0" O.C. W/O SOFFIT
1'-0" O.C. W/ SOFFIT, 12-14 x 1 1/4"
1/4-14 x 7/8" WALL STITCH FASTENER

TAPE MASTIC
(025390) CONT.
BOTH SIDES OF CLOSURE

FSNR 1'-0" O.C.

REV. DATE: REV. NO.

PEAK
FASCIA
(PKF-)

1/4-14 x 7/8"
 STITCH FSNR

1'-0" O.C.

1 1/2"

W.P.
7 3/4"
OR ALIGN WITH
RAKE FASCIA
AT ENDWALL

PANEL RIB
OUTSIDE CLOSURE
STRIP (80140)

1/4-14 x 7/8"

1'-0" O.C.
STITCH FSNR

(025390) CONT. BOTH
SIDES OF CLOSURE

FACE OF

SOFFIT EAVE TRIM

EAVE STRUT

REV. DATE: REV. NO.REV. DATE: REV. NO.06/26/19 02

RCV018
PANEL RIB ROOF HIGH EAVE TRIM

 AT OPEN WALL OR RAKE EXT. AT WALL

TAPE MASTIC

WALL

12-14 x 1 1/4"
1'-0" O.C. W/ SOFFIT,

1/4-14 x 7/8" WALL

1'-0" O.C. W/O SOFFIT

STITCH FASTENER

(_SF1_) ATTACH W/

STRUCT FASTENER

FASTENER 1'-0" O.C.
12-14 x 1 1/4" STRUCT

3/16" x 1/4"

REV. DATE: REV. NO.

CANOPY EAVE
TRIM (CET-)

POP RIVET
1'-0" O.C.

5 3/4"

PANEL RIB INSIDE
CLOSURE (80130)
SEAL W/ 3/16" x 1/4"

W.P.

1 1/4"

MASTIC (025390) EA.
SIDE OF CLOSURE

POP RIVET

EAVE STRUT

REV. DATE: REV. NO.

12-14 x 1 1/4"
STRUCT. FSNR
1'-0" O.C.

REV. DATE: REV. NO.06/26/19 01

RCV052
PANEL RIB ROOF W/ EAVE TRIM
 AT OPEN WALL OR RAKE EXT. AT WALL

STRUCT FASTENER
12-14 x 1 1/4"

WALL STITCH FASTENER
1'-0" O.C. W/ SOFFIT,

1/4-14 x 7/8"

1'-0" O.C. W/O SOFFIT

SOFFIT EAVE
TRIM (SET-)

SOFFIT (OPTIONAL
AT RAKE EXT.)
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VP Buildings
3200 Players Club Circle  Memphis TN  38125

a division of BlueScope Buildings North America, Inc.

This drawing, including the information hereon, remains the property of VP Buildings.  It is
provided solely for erecting the building described in the applicable purchase order and may be
reproduced only for that purpose.  It shall not be modified, reproduced or used for any other
purpose without prior written approval of VP Buildings.

The general contractor and/or erector is solely responsible for accurate good quality workmanship in
erecting this building in accordance with this drawing, details referenced in this drawing, all applicable
VP Buildings erection guides, and industry standards pertaining to proper erection, including the
correct use of temporary bracing.

The VP Engineer's seal applies only to the
work product of VP and design and
performance requirements specified by VP.
The VP Engineer's seal does not apply to the
performance or design of any other product or
component furnished by VP except to any
design or performance requirements specified
by VP.

B
9/08/2026

NTS

REV. DATE: REV. NO.06/26/19 03

RC63F8
PANEL RIB EXPANSION JOINT

PARALLEL WITH ROOF OR WALL PANEL

EXPANSION FLASHING (PEF__)
FILL VOID WITH LOOSE INSULATION

STATIONARY SIDE

TRIM ANGLE (TA10)
INSTALL W/ FLASHING

ROOF PURLIN

W.P.

CL

5 3/4"
SET DIM.

4 1/2" 1 1/4"

ATTACH TO PURLIN

EXPANSION SIDE

1/2" x 1 1/2" A325
BOLT (49080)

1/8" X 1" TAPE

12-14 x 1 1/4" STRUCT
FSNR. (6" O.C.)

ROOF OR WALL
PANEL

OR WALL GIRT

MASTIC (027893)

9" MIN.

1/2" x 1 1/2" A325
BOLT WITH 0095872
WASHER EACH SIDE
PEEN OR TACK WELD
THREADS TO PREVENT
NUT FROM BACKING OFF

EXPANSION PURLIN CLIP
7" AND 8 1/2" (PEC_)
10" AND 11 1/2" (TPEC_)

A325 BOLT (49080)
1/2" x 1 1/2"

FRAME
RAFTER OR
COLUMN

REV. DATE: REV. NO.06/26/19 01

RC70B1
PANEL RIB HIP SHEETING PLAN

PLAN VIEW

ROOF STITCH FSNR

SLOPE

FROM WHAT IS SHOWN
ACROSS HIP MAY VARY
ACTUAL RIB ALIGNMENT

HIGH EAVE

S
LO

PE

LOW EAVE

COVER ENDLAPS

RC70BA

HIP COVER
(HPR___)

1/4-14 X 7/8"

1'-0" ON CENTER

REV. DATE: REV. NO.06/26/19 02

RC70B8
PANEL RIB HIP COVER

HIP COVER END SPLICE DETAIL

TAPE MASTIC (027893)

SEAL LAP WITH

PANEL RIB
ROOF PANEL

ATTACH HIP CAP
W/ 1/4-14 X 7/8" ROOF

1'-0" ON CENTER
STITCH FSNR

(HT-)
PANEL CAP

ROOF STITCH FSNR 4 PER LAP
FASTEN WITH 1/4-14 X 7/8"
LAP HIP CAP (HPR___) 3" AND

1/8" X 1"

REV. DATE: REV. NO.

PANELSFIELD CUT

(HPR___)
HIP ROLL

CL HIP

PANEL TO HT- TRIM
SEALANT (80507) AT END

PANEL CAP (HT_)

FOR FRAMINGSEE
RS70A3

DETAILS

REV. DATE: REV. NO.06/26/19 03

RC70BA
PANEL RIB HIP FLASHING

SECTION VIEW

3/8" BEAD OF SKINNING

3" MAX

(027893) CONT.
TAPE MASTIC

ROOF STITCH FSNR
1'-0" ON CENTER

1/4-14 X 7/8"

1/8" X 1"

STRUCT FSNR (097584-)
12-14 x 1 1/4"

HIP BACKING
PLATE
(HPL9___)

(2 PER 12")

PANEL RIB ROOF
PANEL

REV. DATE: REV. NO.06/26/19 03

RC71B1
PANEL RIB VALLEY FLASHING

PLAN VIEW

(027893)

12-14 x 1 1/4"
S.S. ROOF STRUCT
FSNR
NEXT TO MAJOR

S
LO

PE

RC71B9

TAPE MASTIC
W/ 1/8" X 1"
SEAL (VLF) LAP

HIGH EAVE

RC71BB

C

5"

PLUG (PRCP)

PANEL RIB HARD
RUBBER CLOSURE

VALLEY FLASHING (VLF)

1/8" x 1 1/2"
TAPE MASTIC
(042715)

LOW EAVE

SLOPE

FROM THAT SHOWN
HIP MAY VARY
ALIGNMENT ACROSS
ACTUAL PR RIB

FIELD CUT
CLOSURE AS REQ'D

3"
MIN.

RIBS AND 3" O.C.

(2) LAYERS OF

REV. DATE: REV. NO.04/28/23 03

RC71B9
PANEL RIB AT VALLEY

PLATE (VPL___)

VALLEY FLASHING
(VLF___)

VALLEY BACKING

TAPE MASTIC (042715)
1/8" x 1 1/2"

S.S. ROOF STRUCT
FSNR EACH SIDE
OF RIB

HARD RUBBER
CLOSURE PLUG (PRCP)

12-14 x 1 1/4"

REV. DATE: REV. NO.06/26/19 02

RC71BB
PANEL RIB VALLEY FLASHING

RS71A3

RC71B9

DETAILS
FOR FRAMINGSEE

(VLF___)
VALLEY FLASHING

PANEL
PR ROOF

PLUG (PRCP)
HARD RUBBER CLOSURE

MASTIC (042715)
1/8" x 1 1/2" TAPE

5"

HIP/VALLEY
BACKING PLATE
(VPL9___)

REV. DATE: REV. NO.06/26/19 03

RC71EA
VALLEY FLASHING (SLR or PR)

VALLEY CAP END SPLICE DETAIL

VALLEY FLASHING
(VLF___)

SLOPE

FSNR

AND FASTEN WITH

SEAL LAP WITH
TAPE MASTIC (027893)

LAP VALLEY FLASHINGS 3"

(4) 12-14 x 1 1/4" STRUCT.

REV. DATE: REV. NO.06/26/19 02

RC81B2
ADAPTOR TRIM TO EXISTING BLDG.

PANEL RIB ROOF

EXISTING
BUILDING

PANEL RIB

PURLIN

1/8" X 1" X 40'

ROOF PANEL

TAPE MASTIC CONTINUOUS
(027893)

(TA10)
TRIM ANGLE

ROOF STRUCT

ADAPTER
TRIM (AT)

FSNR @ 6" O.C.

12-14 x 1 1/4"

EXISTING
ROOF PANEL

REV. DATE: REV. NO.06/26/19 01

RCV315
PANEL RIB EXPANSION JOINT (FLEXIBLE)

PARALLEL WITH ROOF OR WALL PANEL

STATIONARY SIDE

TRIM ANGLE (TA10)
INSTALL W/ FLASHING

ROOF PURLIN

W.P.

CL

5 3/4"
SET DIM.

4 1/2" 1 1/4"

ATTACH TO PURLIN

EXPANSION SIDE

1/2" x 1 1/2" A325
BOLT (49080)

12-14 x 1 1/4" SRTUCT
FSNR. (30" O.C.)

ROOF OR WALL

1/2" x 1 1/2" A325
BOLT (49080)

FRAME RAFTER

PANEL

OR WALL GIRT

OR COLUMN

9" MIN.

1/2" x 1 1/2" A325
BOLT WITH 0095872
WASHER EACH SIDE
PEEN OR TACK WELD
THREADS TO PREVENT
NUT FROM BACKING OFF

EXPANSION PURLIN CLIP
7" AND 8 1/2" (PEC_)
10" AND 11 1/2" (TPEC_)

OF IMMERBOND
ADHESIVE (80531)

3/16" CONT. BEAD

(560597) FILL VOID WITH LOOSE
INSULATION

12" WIDE EXPANSION FLASHING
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REV. DATE: REV. NO.

RAKE FASCIA
(RKF--) MASTIC (027893)

RAKE FASCIA
RETAINER (RFR10-)*

OUTSIDE CLOSURE
PANEL RIB (80140)WALL STITCH

FSNR

BOTTOM OF
ROOF SHEET

FI
E

LD
 A

D
JU

S
T 

(R
FR

) 
LO

C
AT

IO
N

 A
T 

EA
VE

.
M

A
TC

H
 S

ID
E

W
A

LL
 T

R
IM

 C
O

N
D

IT
IO

N
.

NOT REQ'D OVER 2:12
RPR (80130)
VEE RIB (80362)

*RFR10- IS AVAILABLE IN
BRONZE OR WHITE. IF OTHER
COLOR IS REQ'D, FIELD PAINT.

REV. DATE: REV. NO.10/21/24 08

RC30A1
SSR RAKE TRIM

PR, VR OR RPR WALL

1/8" X 1" TAPE

9"
 T

Y
P.

1 
1/

4"

FSNR 6" O.C.

1/4-14 x 7/8"

1'-0" O.C.

1 1/4"

FACE OF
WALL PANEL

S.S. ROOF STITCH
1/4-14 X 1 1/8"

1

AND UPDATED SEDS


