3/30/2023 4:28 PM

s:\projects\ykk ap america, inc\fbc-23-0314 - fbc submittal - revisions - 25t, 35t, 50t outswing door system\dwgs\ykk278.dwg

INSTALLATION NOTES:

1.

THE NUMBER OF INSTALLATION ANCHORS DEPICTED IS THE MINIMUM
NUMBER OF ANCHORS TO BE USED FOR PRODUCT INSTALLATION.

INSTALL INDIVIDUAL ANCHORS WITHIN A TOLERANCE OF +/- 1/2 INCH
OF THE DEPICTED LOCATION AS SPECIFIED. TOLERANCES ARE NOT
CONSIDERED CUMULATIVE FROM ONE LOCATION TO THE NEXT.

FOR INSTALLATION THROUGH 1X BUCK TO CONCRETE/MASONRY, OR
DIRECTLY INTO CONCRETE/MASONRY, USE 1/4 INCH DIAMETER ITW
TAPCONS OF SUFFICIENT LENGTH TO ACHIEVE 1 3/4 INCH MINIMUM
EMBEDMENT.

FOR INSTALLATION THROUGH METAL FRAME USE 1/4 INCH DIAMETER
SELF-TAPPING SCREW GRADE 5 OF SUFFICIENT LENGTH TO ACHIEVE 3
THREADS MINIMUM PENETRATION BEYOND METAL FRAME
SUBSTRATE.

FOR INSTALLATION INTO WOOD FRAMING USE #14 WOOD SCREWS OF
SUFFICIENT LENGTH TO ACHIEVE 1 1/2 INCH MINIMUM EMBEDMENT
INTO WOOD SUBSTRATE.

MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL
FINISHES, INCLUDING BUT NOT LIMITED TO STUCCO, FOAM, BRICK
VENEER, AND SIDING. SEE SHEETS 4, 5, AND 6 FOR ANCHOR
REQUIREMENTS.

INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE
MADE OF CORROSION RESISTANT MATERIAL OR HAVE A CORROSION
RESISTANT COATING.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH
ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS, AND
ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH STRENGTHS LESS
THAN THE MINIMUM STRENGTH SPECIFIED BY THE ANCHOR
MANUFACTURER.

INSTALLATION ANCHOR CAPACITIES FOR PRODUCTS
HEREIN ARE BASED ON SUBSTRATE MATERIALS WITH THE
FOLLOWING PROPERTIES:
A. CONCRETE - MIN. COMPRESSIVE STRENGTH OF 3000 PSI.
B. STEEL- MIN. YIELD STRENGTH OF 36 KSI. MIN. 16 GAUGE
THICKNESS.
C. WOOD - MINIMUM SPECIFIC GRAVITY OF 0.55.
D. ALUMINUM - MINIMUM 1/8 INCH 6063-T5 ALUMINUM

YKK AP AMERICA, Inc.

35T OUTSWING DOOR SYSTEM

GENERAL NOTES:

1.

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED
TO COMPLY WITH THE CURRENT FLORIDA BUILDING CODE (FBC),
EXCLUDING HVHZ, AND HAS BEEN EVALUATED ACCORDING TO THE
FOLLOWING:

o ASTM E 283-04(12)

o ASTM E 330-14

o AAMA 1304-02

ADEQUACY OF THE EXISTING STRUCTURAL CONCRETE/MASONRY
AND STEEL AS A MAIN WIND FORCE RESISTING SYSTEM CAPABLE
OF WITHSTANDING AND TRANSFERRING APPLIED PRODUCT LOADS
TO THE FOUNDATION IS THE RESPONSIBILITY OF THE ENGINEER OR
ARCHITECT OF RECORD FOR THE PROJECT OF INSTALLATION.

1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF RECORD FOR
THE PROJECT OF INSTALLATION.

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIC AND
MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC SITE. IF
SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE FROM THE
REQUIREMENTS DETAILED HEREIN, A LICENSED ENGINEER OR
ARCHITECT SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT IN NON-HVHZ AREAS.

APPROVED IMPACT PROTECTIVE SYSTEM IS REQUIRED ON THIS
PRODUCT IN AREAS REQUIRING IMPACT RESISTANCE.

FRAME MATERIAL: 6063-T5 ALUMINUM.

ALL STRUCTURAL MATERIALS & DISSIMILIAR METALS SHALL BE
PROTECTED, TREATED, PAINTED, COATED, AND/OR ISOLATED AS
REQUIRED IN THE APPLICABLE SECTIONS OF THE CURRENT FLORIDA
BUILDING CODE AND REFERENCED DESIGN SPECIFICATIONS.

GLASS MEETS THE REQUIREMENTS OF ASTM E 1300 GLASS CHARTS.
SEE SHEET 5 FOR GLAZING DETAIL.

(NON-HVHZ) (NON-IMPACT)
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI]
IAND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIQ
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT,
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3/4" MIN.

EDGE DISTANCE

BY OTHERS 4 el A #14 WOOD SCREW
L o -/INSTALLATION ANCHOR
EXTERIOR FINISH I
BY OTHERS K- VRl ‘
2X WOOD BUCK—-- -
BY OTHERS 11/2" MIN.
PERIMETER SEALANT—-_ EMBEDMENT
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EXTERIOR INTERIOR
: & 7B\ VERTICAL SECTION
s \4/ BOTTOM RAIL - CONCRETE/MASONRY
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METAL SUBSTRATE INSTALLATION ANCHOR
SEE INSTALLATION
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
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DOCUMENTS FOR USE WITH THIS DOCUMENT.
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CONCRETE/ MASONRY |

PERIMETER SEALANT AND| - - N\
BACKER ROD BY OTHERS| - ~\]

EXTERIOR FINISH

BY OTHERS |

BY OTHERS N |
1/4" MAX.

2 1/2" MIN.
EDGE DISTANCE

<.

$

13/4" MIN.
EMBEDMENT

SHIM

EXTERIOR

O.A. UNIT
HEIGHT

il

—— D.L.O. —=——— 5.063"

INTERIOR

DETAIL,
SHEET 5

SEE GLAZING

T

OPTIONAL 1X
WOOD BUCK
BY OTHERS

1/4" ITW TAPCON
INSTALLATION ANCHOR

1/2" MIN. EDGE DISTANCE

1/4"

1/4" SELF DRILLING OR SELF
TAPPING SCREW GRADE 5
INSTALLATION ANCHOR

3 THREADS OF MIN.
— PENETRATION BEYOND
METAL STRUCTURE

METAL SUBSTRATE
SEE INSTALLATION
NOTE 9, SHEET 1

PERIMETER SEALANT
BY OTHERS \

MAX.

SHIM

O.A. UNIT

/D\ VERTICAL SECTION

N

TRANSOM UNDER

SEPARATE APPROVAL\

-

—_— et )"

B
]
@\

O.A. DOOR
OPENING HEIGHT

EXTERIOR

TGO®
T ®

SEE GLAZING
DETAIL,

//_SHEETS

INTERIOR

—= D.L.O. ==——— 5.063"

HEAD
CONCRETE/MASONRY

-

o
@
@

—_—t )"

5.063"

HEIGHT

SEE GLAZING
DETAIL,
SHEET 5

O
O

EXTERIOR INTERIOR

—— D.L.O. —=—f=——

7F\ VERTICAL SECTION
\\SJ HEAD - OHCC

METAL FRAMING

1" O.A. INSULATED GLASS:
1/4" TEMPERED GLASS
1/2" AIR SPACE

e 1/4" TEMPERED GLASS

1/2" AIR SPACE CONSISTING OF :

- SPACER: ALUMINUM BOX SPACER.

- PRIMARY SEALANT: POLYISOBUTYLENE (PIB).
- SECONDARY SEALANT: STRUCTURAL SILICONE 1
INTENDED FOR FABRICATION OF INSULATING

GLASS UNITS.

3/4" GLASS BITE

EXTERIOR INTERIOR

7B\ VERTICAL SECTION

GLAZING DETAIL A

1.

S/

HEAD - TRANSOM - OHCC

GLAZING NOTES:

GLASS TYPE AND THICKNESS COMPLIES WITH ASTM E1300 REQUIREMENTS AS WELL AS
APPLICABLE SAFETY GLAZING REQUIREMENTS PER THE FBC. THICKNESS, TEMPER, AND
SAFETY GLAZING REQUIREMENTS SHALL BE REVIEWED ON A SITE SPECIFIC BASIS.
SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED IN FBC
CHAPTER 24.

SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS WIDER THAN 36" AS
PER FBC CHAPTER 24.

D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES SHOWN ON ELEVATIONS
AND DESIGN PRESSURE TABLE.
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11/2" MIN.
EMBEDMENT

1/4" MAX.

®

#14 WOOD SCREW
INSTALLATION
ANCHOR

3/4" MIN. EDGE _+_

DISTANCE

SHIM SPACE

INTERIOR SEE GLAZING

}D<D ®

DETAIL,

/ SHEETS5
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PERIMETER ~————  UNIT -
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\6/ STANDARD HINGE OR LOCK JAMB
WOOD FRAMING
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13/4"MIN. _, _ - SHIM SPACE
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' 0.A
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EXTERIOR FINISH WIDTH
BY OTHERS
PERIMETER

SEALANT BY OTHERS

~T\HORIZONTAL SECTION
\6/ CONTINUOUS HINGE JAMB

CONCRETE/MASONRY

SEE GLAZING

INTERIOR
DETAIL INTERIOR SEE GLAZING
SHEET 5 OPTION
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® 0 ® 0
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35T DOOR BILL OF MATERIALS

ITEM # PART#  [DESCRIPTION MATERIAL MANUFACTURER

BE9-0811 |VERTICAL STILE 6063-T5 YKK AP

2 BE9-0812 |MEETING STILE 6063-T5 YKK AP

3 BE9-0813 |MEETING STILE 6063-T5 YKK AP

4 BE9S-0807 |10" BOTTOM RAIL 6063-T5 YKK AP

5 BE9-0815 |TOP RAIL 6063-T5 YKK AP

6 E9-0809 |GLASS STOP 6063-T5 YKK AP

7 BE9-2581 |DOOR JAMB 6063-T5 YKK AP

8 BE9-2582 |[TRANSOM BAR 6063-T5 YKK AP

9 BE9-0465 (4 1/2" THRESHOLD 6063-T5 YKK AP

10 E1-0414 |HINGE BACK PLATE 6063-T5 YKK AP

11 E1-0411 |LOCK BASE 6063-T5 YKK AP

13 E1-0403 |BACKER PLATE 6063-T5 YKK AP

14 E1-0404 |BACKER PLATE 6063-T5 YKK AP

15 E1-0402 |SHEAR BLOCK 6063-T5 YKK AP

16 E1-0331 |FLUSHBOLT COMPOSITE

17 E1-0307 |THRESHOLD CLIP 6063-T5 YKK AP

18 E1-0417 |FLUSHBOLT GUIDE 6063-T5

19 E1-0319 |FLUSHBOLT STRIKE

20 P-1300-SS |BUTT HINGE STAINLESS STEEL

21 P-2101  [HOOK LOCK

22 E2-0051 |AIRTIGHT GASKET PVC

24 E2-0092 |SETTING BLOCK EPDM

25 E2-0050 |GLAZING GASKET EPDM

26 E2-0087 |WEATHERSTRIP POLYPROPYLENE

27 E2-0060 |FACEPLATE SPACER NEOPRENE

28 E1-1054 |FILLER 6063-T5 YKK AP

29 H-7107 |DOOR SWEEP ASSEMBLY COMPOSITE

30 BE9-0814 |CONTINUOUS HINGE STILE 6063-T5 YKK AP

31 BE9-2609 |DEEP POCKET FILLER 6063-T5 YKK AP

32 E9-0426 |OHCC DOOR HEAD 6063-T5 YKK AP

33 BE9-1526 (THERMAL JAMB SUBFRAME (FLAT) 6063-T5 YKK AP

34 BE9-1527 |THERMAL JAMB SUBFRAME (POCKET) |6063-T5 YKK AP

35 E9-1539 |DOOR STOP 6063-T5 YKK AP

36 AS-0215 [OHCC DOOR STOP 6063-T5 YKK AP

37 E1-0349 |SHEAR BLOCK 6063-T5 YKK AP

38 E1-0317 |SHEAR BLOCK 6063-T5 YKK AP
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