Z:\2023 FBC Drawings\Worldwide Door Components\FL-14969 R14\FL-14969.1-2.dwg

WORLDWIDE

Door Components

5017 N. Coolidge
Tampa, FL 33614 " "
4Ever Frame

COMPOSITE DOOR JAMB
INSWING / OUTSWING
"IMPACT"

4Ever Frame

GENERAL NOTES

This product has been evaluated and is in compliance with the 9th Edition (2026) Florida Building Code (FBC)
structural requirements including the "High Velocity Hurricane Zone" (HVHZ).

Product anchors shall be as listed and spaced as shown on details. Anchor embedment to base material
shall be beyond wall dressing or stucco.

When used in the "HVHZ", this product complies with Section 1626 of the FBC and does not require an impact
resistant covering.

This "IMPACT" door jamb, as a component, is to be used as a substitute to a similar door jamb in an impact
approved (complies with Section 1626 of the FBC) door system possessing a current Florida Statewide Product
Approval (Including the "HVHZ").

. The design pressure of the assembly shall be the lesser of the design pressure for the door jamb shown in this

approval or the design pressure of the door assembly used in conjunction with this approval.

. The maximum frame size of the door assembly shall be lesser of the maximum frame size stated in this

approval or the maximum frame size of the door assembly approval used in conjunction with this approval.

. Refer to the separate Florida Product Approval for the swing door used in conjunction with this component approval to

determine the ability of the system fo meet the water infiltration requirements for the "HVHZ".

. Air and water infilfration qualifications to be reviewed by the Building Official.
. For 2x stud framing construction, anchoring of these units shall be the same as that shown for 2x buck masonry construction.

. Site conditions that deviate from the details of this drawing require further engineering analysis by a licensed

engineer or registered architect.
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Note:
See separate Side-Hinged Door Product
Approval for door construction details not

1-1/4" MIN.
EMB. (TYP.)

shown, including lock hardware, astragal, E
hinge and threshold connections. -
1
1
INTERIOR
z
EXTERIOR

m HORIZONTAL CROSS SECTION

3 / Shown w/1X sub-buck
Outswing Shown (Inswing Similiar)
1-1/4" MIN. |
EMB. (TYP.) |~ o
N
A 0.15"
v —»—! |=— C'SINK

(TYP.)

INTERIOR

W

EXTERIOR

m HORIZONTAL CROSS SECTION

3 / 2XBuck Construction

Outswing Shown (Inswing Similiar)

INTERIOR

1" (TYP.)
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INTERIOR
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A\

EXTERIOR

il

7”3\ HORIZONTAL CROSS SECTION
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0.15"

3/

Shown Direct to masonry

Outswing Shown (Inswing Similiar)

1-1/4" MIN.

EXTERIOR
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3

2X Buck Construction

Outswing Shown (Inswing Similiar)

INTERIOR

—m=] |=— C'SINK
(TYP.)
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EXTERIOR

m HORIZONTAL CROSS SECTION

3 / 2X Buck Construction
Outswing Shown (Inswing Similiar)
Shown w/ alternate 6-9/16" Jamb

1-1/4" MIN.
EMB. (TYP.)

INC.

P.0. Box 230, Valrico, FL 33595

Phone No.:

813.659.9197

BUILDING CONSULTANTS,

Documents Prepared By:

Lyndon F. Schmidt
P.E. No. 43409

Ry

FBPE Registry No. 9813

WORLDWIDE DOOR
COMPONENTS
PART OR ASSEMBLY:
HORIZONTAL CROSS SECTIONS

PRODUCT:

BY

UPDATE TO 7TH ED. (2020) FBC

REVISIONS

7/01/20 [REV. COMP. BLDERS ED. FRAME &]LFS
7/24/19 |[ADD COMP. BUILDERS ED. FRAME |LFS

7,/01,/26 |UPDATE TO 9TH ED. (2026) FBC | LFS
8,/08/23 |UPDATE TO 8TH ED. (2023) FBC |LFS

[N n

6

NO) DATE

DATE: 4,/28/14

scaE:  N.T.S.

DWG. BY: JK

CHK. BY: LFS

DRAWING NO.:

FL—14969.2

SHEET 3 oF 7

© 2014 R.W. BUILDING CONSULTANTS INC.



"ON| SINVLINSNOJ aNIa1ing "Mm'od +1L02 @

€186 "ON Ausibey 3dgd SNOISIAIY
LBL6'6G9°CLB "ON suoyd Ad 31vd [ON|« N [~
G6SEE 14 ‘OSUIPA ‘OSZ Xog O'd \Sv SNOILIFS SS080 TvOlLE3A S| Iwve4 a3 S¥3aung "dW0o aav|e6.L/v¥e/L | S N 21ES 0 % F_
"ONI ‘SINVLINSNOD ONIaTINg @v ATEN3SSY 0 Livd 084 (0z0z) 'a3 Hi/ 0l 31vadn o=l |7 o |8
SI1Pp INveld a3 S¥3d1d W09 A3d| oz/io/z] 9 = | e 3 4_
60¥S¥ "ON “3'd SININOJNOD S41] 084 (£20z) ‘a3 HI8 OL 3lvadn|£z/80/8 | £ || |&|&|g |,
IPIWYDS "4 UopuAT d00d F0IMJTIOM S41] 084 (920z) "a3 H16 OL 31vadn|9z/10/2| 8 | |2 |e|x|E T | B
:Ag peaJpdsid sjusawnooQ :10Naodd S|3|8|5|8 &
- 0 [(dAl)aw3
NIW i/ 1-1
NS ('dAL)
1 — ™ ANISO
S0
I <
vy
R —
O S_
o =Z|T8
= O|eE
>< _” O.=
L C o
oD
ales
wls 2
|25
O[co
ol 20—
> OLlz%
-l OO
<0<
2|5o
o .=
w2 3
S>SKE
(a4
2 mv
I N (<
L
—l
Z
6 ¢
Z x 0
C —-—
°5 3
32
= O C
QO & C
Q5 O
<< 35 0
G 00
SED
o .
o<
=
o e
o2 2
o mﬂu O
© )
020
O 0 <
R T -
£ 0
o) O
C
(®)
320
© 8573
- oy (dN)ena3 52 O
- - . O 4
NIW .7/ L-1 o c®
~ Q90
N 5922
7 +— QO (@] |m
O o OO°
> < Z o O C
v
D
(a4
e .-
J e =Z|o8
— (@) dm
> =le.=
L [o)dd
B LDlco
._..w.v &
wls 2
|25
J Q|co
ol 20—
z U gz
B <|S2
2|5o
(33
wi o
>INE
O
L
—I
Z

BMpZ-1'6967L-14\rLY 696 L-T4\stusuodwio) 100Q apIMpLOM\sBUIMeI] Ddd €202\Z



Z:\2023 FBC Drawings\Worldwide Door Components\FL-14969 R14\FL-14969.1-2.dwg

- 4" (TYP.)

2X BUCKJ

MASONRY
OPENING

—

HEAD & JAMBS

(TYP.)

CONCRETE ANCHOR NOTES:

BUCK ANCHORING

. Concrete anchor locations at the corners may be adjusted to maintain the min.

edge distance to mortar joints.

. Concrete anchor locations noted as "MAX. ON CENTER" must be adjusted to

maintain the min. edge distance to mortar joints, additional concrete anchors
may be required to ensure the "MAX. ON CENTER" dimension are not exceeded.

. Concrete anchor table:

cron [avcrox] e TRt W o
EDGE ANCHOR
TA:’Tc‘;\ION‘"D 316" 1-1/4" 3 1-1/2"
TAE::VON@) 1/4° 1-1/4" 2 4
uacond] 14 1-1/4' 1 4

WOOD SCREW INSTALLATION NOTES:

. Maintain a minimum 5/8" edge distance, 1" end distance, & 1" o.c. spacing of

wood screws to prevent the splitting of wood.

4'(TYP.) J .

15.5" MAX.
0.C. (TYP))

SEE HINGE . -
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— - —~
\ T ’ i
| [ - —l-T
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- Al DIRECTTO
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OPENING
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————— -
i LI - \\
HINGE JAMB = .
- FRAME ANCHORING

Masonry construction

CORROSION RESISTANCE - SALTWATER ENVIRONMENTS

Fasteners & connectors in areas within 3000 ft (914 m) of a
saltwater coastline shall comply with FBC Sections 1711.1 or R332.1.

Note:

See separate Side-Hinged Door Product Approval for
door construction details not shown, including lock
hardware, astragal, hinge and threshold connections.
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"
(TYP.)
4

ﬂ = (T\?;.)

SEE HINGE

MASONRY j

OPENING

2X BUCK \

T HEAD & JAMBS
(TYP.)

ASTRAGAL
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—  REFERENCE
ONLY

.
ﬁ (TYP)
I

L

15.5" MAX
0.C. (TYP))

@ M T
9 e

BUCK ANCHORING

|

4
(TYP.)

CORROSION RESISTANCE - SALTWATER ENVIRONMENTS

Fasteners & connectors in areas within 3000 ft (914 m) of a
saltwater coastline shall comply with FBC Sections 1711.1 or R332.1.

CONCRETE ANCHOR NOTES:

1. Concrete anchor locations at the corners may be adjusted fo maintain the min.
edge distance to mortar joints.

2. Concrete anchor locations noted as "MAX. ON CENTER" must be adjusted to
maintain the min. edge distance to mortar joints, additional concrete anchors
may be required to ensure the "MAX. ON CENTER" dimension are not exceeded.

3. Concrete anchor table:

DETAIL x

MIN. MIN. CLEARANCE | MIN. CLEARANCE
A"ﬁgf R ANSCI:Z"":_OR EMBEDMENT |  TO MASONRY TO ADJACENT
EDGE ANCHOR

W
TAPCON® [ 3/1¢" 1-1/4" 3" 1-1/2"

ITW n n " "
TApcON® | 1/4 1-1/4 2 4
DeWALT ., . . "

ULTRACONS| 174 1-1/4 1 4

WOOD SCREW INSTALLATION NOTES:

1. Maintain a minimum 5/8" edge distance, 1" end distance, & 1" o.c. spacing of
wood screws to prevent the splitting of wood.

T&QT

HINGE JAMB

<
a
q

SEE DETAIL 1 |
MASONRY |
OPENING [ 1X BUCK
- I DIRECTTO  _|
| MASONRY
| HEAD & JAMBS
FRAME 7| | (TYP.) —]
|
2X BUCK [~ ASTRAGAL | T
SHOWNFOR ||
REFERENCE ||
¥ ONLY I —
T |
— [ _
|1
FRAME ANCHORING

Masonry construction

2X BUCK

1X BUCK
DIRECTTO

MASONRY

HINGE DETAIL

Note:

L

6

14.5" MAX.
O.C. (TYP)

(TYP.)

)
©

ASTRAGAL

[\O J =

W

N\

2X BUCK

1IXBUCK

DIRECTTO
MASONRY

DETAIL 1

See separate Side-Hinged Door Product Approval for
door construction details not shown, including lock
hardware, astragal, hinge and threshold connections.
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BILL OF MATERIALS

ITEM # | DESCRIPTION MATERIAL
A [ 1XBUCK (SG >=0.55) WOOD
B 2X BUCK (SG >=0.59) WOOD
C | 1/4"MAX. SHIM SPACE -
D |1/4"X2-3/4"PFH DeWALT OR ITW CONCRETE SCREW STEEL
E MASONRY - 3,000 PSI MIN. CONCRETE CONFORMING TO ACI CONCRETE
301 OR HOLLOW BLOCK CONFORMING TO ASTM C90
F 1/4" X 3-3/4" PFH DeWALT OR ITW CONCRETE SCREW STEEL
K 1/4" X 3-1/4" PFH DeWALT OR ITW CONCRETE SCREW STEEL
L #10 X 2-1/2" PFH WOOD SCREW (1.15" MIN. EMBEDMENT) STEEL
M | 3/16" X 3-1/4" PFH ITW CONCRETE SCREW STEEL
N | 3/16" X 2-3/4" PFH TW CONCRETE SCREW STEEL
1 HEAD & SIDE JAMB (4Ever Frame: 4-9/16" or 6-9/16") COMPOSITE
2 SIDE JAMB (4Ever Frame - Composite Builders Edition: 4-9/16" or 6-9/16") COMPOSITE
7 WEATHERSTRIP (WORLDWIDE) FOAM
22 | DEADBOLT STRIKE PLATE STEEL
23 | LATCH STRIKE PLATE STEEL
24 | #9 X 3/4" PFH SMS STEEL
31 | ASTRAGAL SHOOTBOLT STRIKE PLATE STEEL
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