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CONCRETE ANCHOR NOTES:

1. Concrete anchor locations at the corners may be adjusted to maintain the min.
edge distance to mortar joints.
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wood screws to prevent the splitting of wood.
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7,/02/26 |UPDATE TO 9TH ED. (2026) FBC | LFS
7/27/20 |UPDATE TO 7TH ED. (2020) FBC
10,/19/17 |UPDATE TO 6TH ED. (2017) FBC

04,/22/15 |UPDATE TO 5TH ED. (2014) FBC
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BILL OF MATERIALS

ITEM| DESCRIPTION MATERIAL _|ITEM| DESCRIPTION MATERIAL
A [ 1XBUCK SG >=0.55 WOOD 27 | LATCH STRIKE PLATE STEEL
B | 2X BUCK SG >=0.55 WOOD 28 | DEADBOLT STRIKE PLATE STEEL
C | 1/4"MAX. SHIM SPACE - 29 | SIDELITE SPACER PVC
D |1/4'X2-3/4" PFH DeWALT OR ITW CONCRETE SCREW STEEL 30 | WEATHER-STOP 3647 HOLM INDUSTRIES VINYL
£ | MASONRY - 3,000 PSI MIN. CONCRETE CONFORMING TO ACI CONCRETE |31 | OUTSWING BUMP THRESHOLD ALUM./WOOD

301 OR HOLLOW BLOCK CONFORMING TO ASTM C90 32 | VINYL DOOR BOTTOM SWEEP #3628 BY HOLM IND. PVC

F | 1/4' X 2-3/4" PFH ITW CONCRETE SCREW STEEL 33 | INSWING ADJUSTABLE THRESHOLD BY ENDURA ALUM. / WOOD
G [3/16" X 3-1/4" PFH ITW CONCRETE SCREW STEEL 34 [ INSWING ADJUSTABLE ALUMINUM THRESHOLD BY DLP ALUM. / WOOD
| | 1/4"X 2-1/4" PFH ITW CONCRETE SCREW STEEL 35 [ SHOE MOULD 5/8" X 3/8" WOOD
J | 1/4" X 3-3/4" PFH ITW CONCRETE SCREW STEEL 38 [ ALUM. GLAZING SPACER ALUM.
K | #10X 2" PFH WOOD SCREW STEEL 40 | DOOR PANEL - SEE DOOR PANEL DETAIL SHEET FOR CONSTRUCTION DETAILS -
L [ #10X2-1/2' PFH WOOD SCREW (1.15" MIN. EMBEDMENT) STEEL 41 [ DOOR SKIN (MIN. 0.075" THICK) FIBERGLASS
M | #8 X 2 PFH WOOD SCREW STEEL 42 | TOP RAIL CELLULAR PVC
N [3/16"X 3-1/2" PFH ITW CONCRETE SCREW STEEL 43 | LATCH & HINGE STILE CELLULAR PVC
O |[3/16"X 1-1/2" PFH ITW CONCRETE SCREW STEEL 44 | LOCK REINFORCEMENT WOOD
1 [ #10 X 2-1/2" PFH SMS STEEL 45 | BOTTOM RAIL CELLULAR PVC
2 | #8 X 3" PSH SMS STEEL 46 | POLYURETHANE FOAM BY NAN YA POLYURETHANE
3 | FLUSH BOLT STRIKE PLATE STEEL 47 | CONTINUOUS LATCH & HINGE STILE REINFORCEMENT WOOD
7 | FORCE 5 WEATHER STRIPPING BY ENDURA FOAM 48 | SNAP IN LITE FRAME ABS
8 | COMPRESSION WEATHER STRIP QLON 650 BY SCHLEGEL FOAM 49 | GLAZIING COMPOUND DOW 995 SILICONE
9 [ 4"X 4"BUTT HINGE STEEL 50 | SIDELITE PANEL - SEE SIDELITE PANEL DETAIL SHEET FOR CONSTRUCTION DETAILS -
10 [ #9 X 1"PFH WOOD SCREW STEEL 51 | SIDELITE TOP & BOTTOM RAIL CELLULAR PVC
11 | #9 X 3/4" PFH WOOD SCREW STEEL 61 | BOLT RETAINER NYLON
17 | KWIKSET KEYED ENTRY - SIGNATURE SERIES STEEL 65 | ASTRAGAL BY ENDURA PRODUCTS ALUMINUM
18 | KWIKSET DEADBOLT - SIGNATURE SERIES (780) STEEL 67 | SLIDE BOLT ROD STEEL
20 | FINGER JOINTED PINE FRAME, HEAD & HINGE JAMBS WOOD
21 | FINGER JOINTED PINE FRAME, HEAD & HINGE JAMBS COMP. / VINYL

CORROSION RESISTANCE - SALTWATER ENVIRONMENT

Fasteners & connectors in areas within 3000 ft (914 m) of a saltwater
coastline shall comply with FBC Sections 1711.1 or R332.1.
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