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PLY GEM WINDOWS PREMIUM MIRA DIRECT SET WINDOW  (IMPACT)
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MISSILE IMPACT
RATING

NOTES:
 1. This installation has been evaluated for use in locations adhering to the

Florida Building Code outside the HVHZ, and where pressure requirements
as determined by ASCE 7 Minimum Design Loads for Buildings and Other
Structures do not exceed the design pressure ratings herein.

 2. When used in areas requiring impact protection, this product REQUIRES the
use of approved impact protective devices (shutters).

 3. Anchor type, size, spacing, embedment, and edge distance shall be as
specified in these drawings. Use appropriate anchorage from Table 1
according to substrate type. A minimum center-to-center spacing of 3"
shall be maintained between all installation fasteners in any direction.

 4. Anchor embedment to substrate shall be beyond wall dressing or stucco.
For masonry openings with wood bucks less than 1-1/2" thick, embedment
shall be beyond wood bucks, if used, and into masonry substrate. Wood
bucks with masonry are optional. 

 5. Wood, metal, or masonry openings, bucks, and buck fasteners, by others,
shall be properly designed and installed by others to transfer
superimposed loads to the structure.  Adequacy of the structure to
received these loads shall be verified by the contractor or Authority
Having Jurisdiction (AHJ).

 6. It is the responsibility of the architect or engineer of record or as
approved by the AHJ to select Ply Gem products to meet all applicable
local laws, building codes, ordinances, or other safety requirements for
each installation.

 7. Shims are required where gaps of greater than 1/16" exist between opening
and frame. Max. shim stack is 1/4".  Shims shall be load-bearing and
capable of transferring loads to the substrate.

 8. Sealing and flashing strategies for overall water infiltration resistance
of the installed product shall be the responsibility of others using ASTM
E 2112 and is not addressed by this document.

 9. Installed glazing shall comply with ASTM E 1300. 
10. All fasteners penetrating into pressure treated wood shall be capable of

preventing corrosion due to reaction with pressure treatment chemicals.
Any dissimilar materials that come into contact shall be protected to
prevent reactions in accordance with code requirements.

11. A wind load duration factor Cd = 1.6 was used for the analysis of wood
screws only.

12. Products shall be constructed as specified in test reports Certified Testing
Laboratories 1796W and National Certified Testing Laboratores 110-14375-1.

13. Designation "X" is for Operable Panel and "O" is for Fixed Panel
14. Use a backer rod on all joints >3/4" deep and/or wider than 1/4".  Finished

caulk joint should be a minimum of 3/8" deep.

TABLE 1: INSTALLATION FASTENERS TABLE

NOTE:  ALL SCREWS SHALL HAVE MOD. TRUSS, PAN, OR HEX WASHER HEAD, 0.42" MIN. HEAD
OR WASHER DIAMETER.  ALL NAILS SHALL HAVE FULL ROUND HEAD (OR USE CAPS/WASHERS),
0.42" MIN. HEAD OR WASHER DIAMETER.

SUBSTRATE TYPE ANCHOR TYPE MIN. EMBED. MIN. EDGEID

1-1/2"#8 WOOD SCREW

18 GAUGE (0.048") STEEL 35 KSI MIN. 
OR 1/8" ALUM. 6063-T5 MIN.

DISTANCE

2X MIN. SPRUCE-PINE-FIR WOOD
(G=0.42)

A

C

B

1/2"
8D COMMON NAIL (0.131" MIN.)
OR 0.120" MIN. ROOFING NAIL

2X MIN. SOUTHERN PINE WOOD
(G=0.55)

#10-16 SELF-DRILLING SCREW
(TEKS/DRIL-FLEX/KWIK-FLEX)

FULL, PLUS 3
THREADS MIN.

2-1/2"

1/2"

1/2"

WIDTH HEIGHT

OVERALL SIZE
MAX. DESIGN
PRESSURE

LARGE & SMALL
MISSILE IMPACT49-3/8" +50/-55 PSF76-9/16"

PRODUCT
RATING

SIZE CHART

LC-PG50
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2" MAX.2" MAX.

INSTALLATION
ANCHOR
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ANCHOR LAYOUT
FIN

76.563" MAX.
UNIT HEIGHT

49.375"  MAX.
UNIT WIDTH

9" MAX. O.C.

E
4

OPPE
4

"O"

9" MAX. O.C.

ELEVATION

"O"

NOTE:
WINDOW WIDTH (W) AND HEIGHT
(H) ARE INTERCHANGEABLE FOR ALL
SIZES SHOWN HEREIN NOT TO EXCEED
MAXIMUM QUALIFIED SQUARE FOOT
AREA.

(W)

(H)

(H)

(W)

D.L.O.
73.813" MAX.
UNIT HEIGHT

D.L.O.
46.625"  MAX.
UNIT WIDTH
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MIN. EDGE DIST,
SEE TABLE 1, SHEET 1

SILICONE CAULK

INSTALLATION ANCHOR
SEE TABLE 1, SHEET 1

1/4" MAX. SHIM

3 FIN INSTALLATION

VERTICAL SECTION
HEAD - 2X WOOD BUCK

B

MIN. EMBED.
SEE TABLE 1 SHEET 12X WOOD BUCK

BY OTHERS

PERIMETER SILICONE CAULK
SEE NOTE 14, SHEET 1

PERIMETER SILICONE CAULK
SEE NOTE 14, SHEET 1

INTERIOR
EXTERIOR

INTERIOREXTERIOR

MIN. EDGE DIST,
SEE TABLE 1, SHEET 1

MIN. EMBED.
SEE TABLE 1, SHEET 1

INSTALLATION ANCHOR
SEE TABLE 1, SHEET 1

SEE GLAZING
DETAIL 1

SEE GLAZING
DETAIL 1

1/4" MAX. SHIM

SILICONE CAULK

SILICONE CALUK

SUBSTRATE
BY OTHERS

3 FIN INSTALLATION

VERTICAL SECTION
SILL - MULTIPLE SUBSTRATES
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4 FIN INSTALLATION

HORIZONTAL SECTION
JAMB - MUTIPLE SUBSTRATES

E
4 FIN INSTALLATION

HORIZONTAL SECTION
JAMB - 2X WOOD BUCK

D

MIN. EDGE DIST,
SEE TABLE 1, SHEET 1

SILICONE CAULK

MIN. EMBED.
SEE TABLE 1, SHEET 1

SILICONE CAULK

SUBSTRATES
BY OTHERS

PERIMETER CAULK
SEE NOTE 14, SHEET 1

INSTALLATION ANCHOR
SEE TABLE 1, SHEET 1

3/4" O.A. INSULATED GLASS
CONSISTING OF:
1/8" ANNEALED,
0.090" PVB INTERLAYER BY SOLUTIA,
1/8" ANNEALED GLASS,
AIR SPACE,
1/8" ANNEALED GLASS

0.50" GLASS
BITE

GLAZING DETAIL 1

INTERIOREXTERIOR

INTERIOR

EXTERIOR

MIN. EDGE DIST,
SEE TABLE 1, SHEET 1

SILICONE CAULK

1/4" MAX. SHIM

MIN. EMBED.
SEE TABLE 1, SHEET 1

2X WOOD BUCK
BY OTHERS

PERIMETER CAULK
SEE NOTE 14, SHEET 1

INSTALLATION ANCHOR
SEE TABLE 1, SHEET 1

INTERIOR

EXTERIOR

1/4" MAX. SHIM

DOW CORNING
INSTANTGLAZE
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