REVISIONS

REV DESCRIPTION DATE APPROVED

A REVISED PER NEW CODE 03/25/2024| R.L.

NOTES:
1. THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH

REQUIREMENTS OF THE FLORIDA BUILDING CODE INCLUDING THE HVHZ.

2. METAL FRAMING TO BE DESIGNED AND ANCHORED TO PROPERLY TRANSFER ALL LOADS TO
STRUCTURE. FRAMING STRUCTURE IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER
OF RECORD.

3. SHEATHING TO BE 5/87 THICK MINIMUM AND SECURED TO FRAMING TO PROPERLY
TRANSFER ALL LOADS TO STRUCTURE. FRAMING STRUCTURE IS THE RESPONSIBILITY OF THE
ARCHITECT OR ENGINEER OF RECORD.

4. PANEL THICKNESS TO BE 4MM OR B6MM.

5. PANEL MATERIAL TO BE COMPOSITE WITH A 3003—H16 ALUMINUM FACE 5/32" MINIMUM
THICKNESS ALFREX FR MCM.

6. MAXIMUM PANEL SIZE: 60" X 120"

7. PANELS MAY BE OBTAINED FROM THE FOLLOWING MANUFACTURERS AND UNDER THESE
BRAND NAMES:

ALPOLIC BY MITSUBISHI
REYNOBOND BY ARCONIC
ALUCOBOND BY 3A COMPOSITES
ALFREX FR BY ALFREX, LLC.
8. SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD BEARING SHIM. SHIM WHERE

SPACE OF 1/16”7 OR GREATER OCCURS.

9. FOR ANCHORING INTO METAL STRUCTURE USE #12 SMS OR SELF DRILLING SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE INTERIOR WALL.
LOCATE ANCHORS 3" MAX FROM EACH END AND 16" MAX O.C. THEREAFTER AS SHOWN IN
ELEVATIONS AND INSTALLATION DETAILS.

10. FOR ANCHORING PANELS INTO EXTRUSIONS USE 1/8” 5052 ALUMINUM POP RIVETS. LOCATE
RIVETS 3”7 MAX FROM EACH END AND 16”7 MAX O.C. THEREAFTER AS SHOWN IN ELEVATIONS
AND INSTALLATION DETAILS.

17. ALL FASTENERS TO BE CORROSION RESISTANT.

12, INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER’'S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:

A. METAL STRUCTURE: GALVANIZED STEEL 16GA FY: 55KSI MIN.

SIGNED: 04/24/2024
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