NOTES:

1.

2.

10.
17.
12.
13.

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
REQUIREMENTS OF THE FLORIDA BUILDING CODE.

WOOD FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED TO PROPERLY
TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY OPENING IS THE
RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

1X BUCK OVER MASONRY/CONCRETE IS OPTIONAL.

WHERE SHIM OR BUCK THICKNESS IS LESS THAN 1—1/2" WINDOW UNITS MUST BE
ANCHORED THROUGH THE FRAME IN ACCORDANCE WITH MANUFACTURER’S PUBLISHED
INSTALLATION INSTRUCTIONS. ANCHORS SHALL BE SECURELY FASTENED DIRECTLY INTO
MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE MATERIAL.

WHERE WOOD BUCK THICKNESS IS 1—1/2" OR GREATER, BUCK SHALL BE SECURELY
FASTENED TO MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE. WINDOW UNITS MAY
BE ANCHORED THROUGH FRAME TO SECURED WOOD BUCK IN ACCORDANCE WITH
MANUFACTURER’S PUBLISHED INSTALLATION INSTRUCTIONS.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

BUCKS SHALL EXTEND BEYOND WINDOW INTERIOR FACE SO THAT FULL FRAME SUPPORT IS
PROVIDED.

SHIM AS REQUIRED AT EACH ANCHOR LOCATION WITH LOAD BEARING SHIM. SHIM WHERE
SPACE OF 1/16”7 OR GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 1/47.
SHIMS SHALL BE LOCATED, APPLIED AND MADE FROM MATERIALS AND THICKNESS CAPABLE
OF SUSTAINING APPLICABLE LOADS.

WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR CALCULATIONS.
FRAME MATERIAL: ALUMINUM 60635—T5.

UNITS MUST BE GLAZED PER ASTM E1300—04/09, SEE SHEET 3 FOR GLASS DETAILS.
APPROVED IMPACT PROTECTIVE SYSTEM [S NOT REQUIRED FOR THIS PRODUCT IN WIND
BORNE DEBRIS REGIONS.

FOR ANCHORING THROUGH FIN INTO WOOD FRAMING OR 2X BUCK USE #6 WOOD SCREWS
WITH SUFFICIENT LENGTH TO ACHIEVE A 1 1/4" MINIMUM EMBEDMENT INTO SUBSTRATE.
LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

REVISIONS

REV DESCRIPTION DATE APPROVED

15. FOR ANCHORING THROUGH FRAME INTO WOOD FRAMING OR 2X BUCK USE #10 WOOD

SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE A 1 1/4" MINIMUM EMBEDMENT INTO
SUBSTRATE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING THROUGH FRAME INTO MASONRY/CONCRETE USE 3/16" TAPCONS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/47 MINIMUM EMBEDMENT INTO SUBSTRATE WITH 2

1/27 MINIMUM EDGE DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND
INSTALLATION DETAILS.

FOR ANCHORING THROUGH FRAME INTO METAL STRUCTURE USE #10 SMS OR SELF
DRILLING SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND
STRUCTURE INTERIOR WALL. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION
DETAILS.

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER'S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:

A. WOOD — MINIMUM SPECIFIC GRAVITY OF G=0.42

B. CONCRETE — MINIMUM COMPRESSIVE STRENGTH OF 3,192 PSI.

C. MASONRY — STRENGTH CONFORMANCE TO ASTM C—90, GRADE N, TYPE 1 (OR GREATER).
D. METAL STRUCTURE: STEEL 18GA, 33KSI OR ALUMINUM 6063—T5 1/87 THICK MINIMUM
20. GEOMETRIC SHAPES ARE ALSO APPROVED. APPROVED GEOMETRIC SHAPES DIMENSIONS

SHALL NOT EXCEED INSCRIBED DIMENSIONS OF APPROVED RECTANGULAR ASSEMBLY SHOWN
IN SHEET 2.

16.

17.

18.
19.

SIGNED: 12/06/2018

Ml WINDOWS AND DOORS, LLC

650 W. MARKET ST.
GRATZ, PA 17030

185 PICTURE WINDOW
737 X 617 IMPACT
NOTES

DWG NO.

08—-02947

SHEET 1

DATE 09 /09/16

OF 12

L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.
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REVISIONS

REV ‘ DESCRIPTION DATE APPROVED

-~ 73 1/47 MAX FRAME WIDTH 735 1/47 MAX FRAME WIDTH

’> 187 MAX O.C. »‘ — 37 MAX 37 MAX —= |=— ‘ ’> 187 MAX O.C. — =— 37 MAX

! | | | | | | | |
[ i T

18" MAX — —
q o // 617 18" MAX //

MAX I i MAX 0.C.

e Vi e T A I

| | | | \ | | | | | \
FOR NUMBER OF FOR NUMBER OF

185 FIXED WINDOW ANCHORS REQUIRED 185 FIXED WINDOW DESIGNER ANCHORS REQUIRED
EXTERIOR VIEW SEE CHARTS 1 & 2 EXTERIOR VIEW SEE CHARTS 1 & 2
FLANGE & FINLESS INSTALLATION FLANGE & FINLESS INSTALLATION

DESIGN PRESSURE RATING IMPACT RATING

LARGE AND SMALL
£55.0PSF MISSILE IMPACT
NOTES:
CHART #1 MISSILE LEVEL D, WIND ZONE 3 1. MAXIMUMD.L.O.: 70 1/4"X 58"
Number of anchor locations required with rigid fillers
Frame Frame width (in)
Height 24.00 30.00 36.00 42.00 48.00 54.00 60.00 66.00 73.00
(in) | H&S |Jamb| H&S |Jamb | H&S [Jamb| H&S |Jamb| H&S [Jamb| H&S |Jamb| H&S |Jamb | H&S [Jamb| H&S |Jamb
24.00 2 2 3 2 3 2 3 2 4 2 4 2 4 2 5 2 5 2
30.00 2 3 3 3 3 3 3 3 4 3 4 3 4 3 5 3 5 3
36.00 2 3 3 3 3 3 3 3 4 3 4 3 4 3 5 3 5 3
42.00 2 3 3 3 3 3 3 3 4 3 4 3 4 3 5 3 5 3
48.00 2 4 3 4 3 4 3 4 4 4 4 4 4 4 5 4 5 4
54.00 2 4 3 4 3 4 3 4 4 4 4 4 4 4 5 4 5 4
61.00 | 2 5 3 5 3 5 3 5 4 5 4 5 4 5 5 5 5 5 SIGNED: 12/06/2018

Ml WINDOWS AND DOORS, LLC

CHART #2 650 W. MARKET ST.
GRATZ, PA 17030

Number of anchor locations required without rigid fillers

Frame Frame width (in) 185 PICTURE WINDOW

Height|  24.00 30.00 36.00 42.00 48.00 54.00 60.00 66.00 73.00 23" ¥ 61" IMPACT %I:

(in) | H&S |Jamb | H&S |Jamb| H&S [Jamb | H&S |Jamb| H&S |Jamb| H&S |Jamb| H&S [Jamb | H&S |Jamb| H&S [Jamb FLANGE & FINLESS ELEVATIONS & CHARTS TAT

2400 2 | 2 | 3 | 2 | 3] 2 3242424252 ]5]2 Ay ‘k ‘W 3;::
3000] 2 | 3 | 3| 3| 3|33 ]34 ]34 ][3|4][35]3]5]s o e % 5\‘- OR\D Co\'\*“
3600] 2 | 3| 3 [ 3 [ 3 [ 3|33 | 4|3 43435 ]3]5]s 08-02347 ’///;910 NAL e\\\\\\\
20| 2 [ 3 | 3 | 3| 33|33 4343535363 AE 09/09/16 |y OF 12 T

800] 2 | 4 | 3 | 4 | 3 | 4 | 3| 4 | 4| 4| 4| 454|546 4 T ROBERTO LOMAS PE :

400 2 | 4 | 3 | 4] 3 | 4|3 | 4| 44| 4|45 ] 46|41 74 1432 WOODFORD RD LEWISVILLE, NC 27023 Luis R. Lomas P.E.
61.00] 2 | 5 | 3 | 5 | 3 | 5 | 3 | 5 | 4 | 5| 4 | 5| 5| 5| 6 | 5 | 7 | 5 434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

REV DESCRIPTION

DATE APPROVED

-~ 2 1/2" MAX

\ FOR NUMBER OF

- 1/8” ANN
.090” PVB BY KURARAY

- 1/8” ANN

INTERIOR

ANCHORS REQUIRED ; SILICONE
SEE CHART 3 5/8" BITE
EXTERIOR
GLAZING DETAIL A
3/4”
) = 1/8” ANN
1/8” ANN —f |=H
—+ [+~ .090” PVB BY KURARAY
#6 x 1 1/4" TEK
SPACED 4" FROM Wl < 1/8” ANN
CORNERS AND 18" MAX

0.C. THEREAFTER

!

5/8”" BITE

%
EXTERIOR

INTERIOR
SILICONE

GLAZING DETAIL B

Ml WINDOWS AND DOORS, LLC

650 W. MARKET ST.
GRATZ, PA 17030

SIGNED: 12/06/2018

185 PICTURE WINDOW
737 X 617 IMPACT
FIN ELEVATIONS AND CHART

3 gTAT

DWG NO.
08-02947

"H.

Q“
o~
N

/ (? "san"* (9\
/’// S/ONAL EX

flonm‘t

PATE 09/09/16 SHEET . OF 12

i

. -~ 73 1/47 MAX FRAME WIDTH
73 1/47 MAX FRAME WIDTH
., ., 2 1/27 MAX —= |=— 127 MAX 0.C. —=
2 1/27 MAX —=| = rwz” MAX 0.C. — = 2 1/27 MAX
‘ i D D D D D 0 ] ‘ = = ° +
2 1/2" | E . y .
MAx ) / 2 1/2" /
. / . MAX | /
12" MAX i y 3
0.C. 127 MAX /
61" I — // . 0.C. 7 )
MAX } y
FRAME 61" /
HEIGHT . // . MAX . 74 .
FRAME
HEIGHT
o // o o // o
° w ’ ° e o ° e ° ° ]
185 FIXED WINDOW \ “OR NUMBER OF 185 FIXED WINDOW DESIGNER
EXTERIOR VIEW ANCHORS REQUIRED EXTERIOR VIEW
FIN INSTALLATION SEE CHART 3 FIN INSTALLATION
DESIGN PRESSURE RATING IMPACT RATING
LARGE AND SMALL
+55.0PSF MISSILE IMPACT
MISSILE LEVEL D, WIND ZONE 3
NOTES:
1. MAXIMUM D.L.O.: 70 1/4" X 58"
CHART #3
Number of anchor locations required for Fin Installation
Frame Frame width (in)
Height 24.00 30.00 36.00 42.00 48.00 54.00 60.00 66.00 73.00
(in) | H&S |[Jamb| H&S |Jamb| H&S |Jamb | H&S |Jamb | H&S |Jamb| H&S |Jamb| H&S [Jamb| H&S [Jamb| H&S [Jamb
24.00 3 3 4 3 4 3 5 3 5 3 6 3 6 3 7 3 7 3
30.00 3 4 4 4 4 4 5 4 5 4 6 4 6 4 7 4 7 4
36.00 3 4 4 4 4 4 5 4 5 4 6 4 6 4 7 4 7 4
42.00 3 5 4 5 4 5 5 5 5 5 6 5 6 5 7 5 7 5
48.00 3 5 4 5 4 5 5 5 5 5 6 5 6 5 7 5 7 5
54.00 3 6 4 6 4 6 5 6 5 6 6 6 6 6 7 6 7 6
61.00 3 6 4 6 4 6 5 6 5 6 6 6 6 6 7 6 7 6

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514




WOOD FRAMING
OR 2X BUCK
BY OTHERS

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

WOOD FRAMING
OR 2X BUCK
BY OTHERS

1/2” MIN

EDGE DISTANCE 5

\ 1

1/2” MIN.
EDGE DISTANCE

EMBEDMENT

$
1/47 MAX. J

- SHIM SPACE

#10 WOOD SCREW

INTERIOR

—

#10 WOOD SCREW

]

1/4” MAX.
SHIM SPACE

!

1 1/47 MIN.
EMBEDMENT

%

VERTICAL CROSS SECTION

WOOD FRAMING OR 2X BUCK INSTALLATION

1 1/4” MIN. 1/4” MAX.
EMBEDMENT SHIM SPACE
WOOD FRAMING
OR 2X BUCK
8Y OTHERS —_|
#10 wooD INTERIOR
SCREW N B
—
1/2" MIN.
EDGE DISTANCE
| EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

JAMB INSTALLATION DETAIL

WOOD FRAMING OR 2X BUCK INSTALLATION

1/4” MIN.

#10 SMS OR
SELF DRILLING

METAL
STRUCTURE
BY OTHERS

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

METAL
STRUCTURE\
BY OTHERS

/.

SCREWS

f

g ’ \

3/4” MIN
EDGE DISTANCE

1/47 MAX.
f SHIM SPACE

%

#10 SMS OR
SELF DRILLING
SCREW

INTERIOR

#10 SMS OR
SELF DRILLING
SCREW

1/47 MAX.
{ SHIM SPACE

3/4” MIN
EDGE DISTANCE

VERTICAL CROSS SECTION

METAL STRUCTURE INSTALLATION

1/4” MAX.
SHIM SPACE

INTERIOR

REVISIONS

REV

DESCRIPTION DATE APPROVED

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

SIGNED: 12/06/2018

Ml WINDOWS AND DOORS, LLC \\\\\\\‘;‘”’ifif/,//
3/4” MIN, 650 W. MARKET ST. §§§9§.-3 -Pﬁgﬂé,
FDGE DISTANCE GRATZ, PA 17030 __{; GEN‘?@ d‘g
- a —
! , 185 PICTURE WINDOW =% *=
METAL — EXTERIOR 737 X 617 IMPACT = TAT e
FLANGE INSTALLATION DETAILS ‘o=
é?%g;%gg BACKER ROD & > XN TS
APPROVED SEALANT DRAVIN: DWG No. REV ’é‘o&.fOR\Y{": \.\S‘
BEHIND FLANGE V.L. 08-02947 - 71y SIONAL BN
JAMB INSTALLATION DETAIL SCAE NTS DAE 09 /09 /16 SHEET 4 OF 12 /H””H\\\\
METAL STRUCTURE INSTALLATION
L. ROBERTO LOMAS P.E. .
1432 WOODFORD RD LEWISVILLE, NC 27023 Lu lFSﬂ_ RN Lo rg g 5S 1 Z E.
434-688-0609  rllomas@Irlomaspe.com 0.




REVISIONS

REV DESCRIPTION DATE APPROVED

2 1/2” MIN.
EDGE DISTANCE

CONCRETE /MASONRY 1.1/47 MIN.
BY OTHERS ¢ EMBEDMENT
OPTIONAL 1X BUCK WEMWB/;DME%NT.
SEE NOTES 3 — 7
SHEET 1 [
i CONCRETE/MASONRY
| BY OTHERS 1/4"7 MAX.
J‘ ) J SHIM SPACE
BACKER ROD rﬁr 1/47 MAX. OPTIONAL 1X BUCK
& APPROVED SHIM SPACE SEE NOTES 3 — 7
SEALANT \ SHEET 1 INTERIOR
3/16” TAPCON 3/16” TAPCON
EXTERIOR INTERIOR ‘
3/16” TAPCON § %
BACKER ROD 21/2
& APPROVED EMD‘QE
SEALANT e e DISTANCE 3 EXTERIOR
OPTIONAL 1X BUCK ' '
SEE NOTE 3 — 7 w (SHM SALE L N BACKER ROD
SHEET 1 & APPROVED
! SEALANT
CONCRETE /MASONRY ; JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION
BY OTHERS 1 W/4” MIN.
EMBEDMENT
SIGNED: 12/06/2018
2 1/2” MIN. . :
EDGE DISTANCE Ml WINDOWS AND DOORS, LLC \\\‘“‘{”T”//x
VERTICAL CROSS SECTION 650 W. MARKET ST. \\\:5\‘5, s _04///,
CONCRETE/MASONRY INSTALLATION GRATZ, PA 17030 .:5_2‘ GEN@.;"?@//,
S -
S . -
185 PICTURE WINDOW =% * =
73”7 X 61" IMPACT =0 5
FLANGE INSTALLATION DETAILS TAT _- 55
NOTES: DRAWN: DWG NO. REV "‘\ f( 0?‘ \i‘:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, VL 08-02947 B é,‘%\& - OR\ . ’\\Co\'\\\
NOT SHOWN FOR CLARITY. - ///,/ ONAL %\\\\
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE SCALE NTS PATE 09,/09/16 SHEETs OF 12 TN
DESIGNED IN ACCORDANCE WITH ASTM E2112 T HOBERTO LOMAS PE Luis B Lomas PE
1432 WOODFORD RD LEWISVILLE, NC 27023 FL N R 62514. '
434-688-0609  rllomas@Irlomaspe.com 0.




WOOD FRAMING
OR 2X BUCKAg\\\\\

BY OTHERS

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

WOOD FRAMING
OR 2X BUCK
BY OTHERS

1/2” MIN
EDGE DISTANCE

1/2” MIN.

EDGE DISTANCE

EMBEDMENT

!

1/4” MAX.AJ

SHIM SPACE
RIGID FILLER
#10 WOOD SCREW

INTERIOR

#10 WOOD SCREW
RIGID FILLER

1/4” MAX.
( SHIM SPACE

1 1/47 MIN.
EMBEDMENT

-

VERTICAL CROSS SECTION

%

WOOD FRAMING OR 2X BUCK INSTALLATION

11/4” MIN.

EMBEDMENT
WOOD FRAMING

OR 2X BUCK

BY OTHERS T

#10 WOOD
SCREW

I
1/2” MIN.
EDGE DISTANCE

'

1/47 MAX
SHIM SPACE

RIGID FILLER

INTERIOR

EXTERIOR

\\BACKER ROD &

APPROVED SEALANT
BEHIND FLANGE

JAMB INSTALLATION DETAIL

WOOD FRAMING OR 2X BUCK INSTALLATION

1 1/4” MIN.

#10 SMS OR
SELF DRILLING

EDGE DISTANCE

STRUCTURE
BY OTHERS

METAL EDGE DISTANCE
STRUCTURE \\\\T g
BY OTHERS N

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

METAL
STRUCTURE\\\\
BY OTHERS

3/4” MIN

\ 1/4” MAX.
N ('SHMw SPACE

%

RIGID FILLER

#10 SMS OR
SELF DRILLING
SCREW

INTERIOR

#10 SMS OR
SELF DRILLING
SCREW

RIGID FILLER

1/47 MAX.
{ SHIM SPACE

1L MN@

EDGE DISTANCE
VERTICAL CROSS SECTION

SCREWS

f

3/4" MIN,

!

METAL STRUCTURE INSTALLATION

1/47 MAX.
SHIM SPACE

RIGID FILLER
INTERIOR

REVISIONS

REV

DESCRIPTION

DATE APPROVED

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,

NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

Meams Ml WINDOWS AND DOORS, LLC
650 W. MARKET ST.

GRATZ, PA 17030

2
METAL —

JAMB INSTALLATION DETAIL

185 PICTURE WINDOW
73!!
INSTALLATION DETAILS WITH RIGID FILLER

X 617 IMPACT

DWG NO.

08—-02947

REV

EXTERIOR FLANGE
BACKER ROD & DRAWN:
APPROVED SEALANT VL.
BEHIND FLANGE

SCALE N—H—S

METAL STRUCTURE INSTALLATION

DATE 09 /09/16

SHEET 6 OF 12

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023

434-688-0609

rllomas@Irlomaspe.com

SIGNED: 12/06/2018

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV

DESCRIPTION DATE APPROVED

2 1/2” MIN.
EDGE DISTANCE

CONCRETE /MASONRY 1.1/47 MIN.
BY OTHERS ¢ EMBEDMENT
OPTIONAL 1X BUCK 11/47 MIN.
SEE NOTES 3 - EMBEDMENT CONCRETE /MASONRY
- BY OTHERS
SHEET 1 *
| 1/4” MAX.
. J SHIM SPACE
BACKER ROD 1/4 MAé OPTIONAL 1X BUCK
& APPROVED SHIM SPACE SEE NOTES 3 — 7
SEALANT 2 SHEET 1 RIGID FILLER
RIGID FILLER
| 3/16” TAPCON 3/16" TAPCON INTERIOR
EXTERIOR ) INTERIOR ‘ B
BACKER ROD 2.1/2
& APPROVED _ RIGID FILLER EMD‘QE | ]
SEALANT DISTANCE 3 EXTERIOR
OPTIONAL 1X BUCK /47 MAX.
SEE NOTE 3 — 7 (SHM SPAcE L s TS BACKER ROD
SHEET 1 & APPROVED
i SEALANT
CONCRETE /MASONRY ; JAMB INSTALLATION DETAIL
2 OTHERS . CONCRETE/MASONRY INSTALLATION
11/4” MIN.
EMBEDMENT
) SIGNED: 12/06/2018
2 1/2" MIN.
EDGE DISTANCE Ml WINDOWS AND DOORS, LLC \\\\\\é"‘ifif/,
CONCRETE/MASONRY INSTALLATION GRATZ, PA 17030 SV -\’\GENQ;. =
~ bt . -
S ] . -—
185 PICTURE WINDOW =%+ Mo 62514 -*x—
73" X 61”7 IMPACT = o iy (4 . =
FLANGE INSTALLATION DETAILS WITH RIGID FILLER |20 STATE OF _-é‘,’g
- . . ~
NOTES: DRAWN: DWG NO. REV ’//'%\‘f(OR\Q‘:‘ N
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, VL 08-02947 - 7,895 - \\(‘o\\\
NOT SHOWN FOR CLARITY. ki ) /ONAL %\\\\
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE SCALE NTS PATE 09,/09/16 SHEETZ O OF 12 TN
DESIGNED IN ACCORDANCE WITH ASTM E2112 T OBERTO LOMAS P E e B Lomas P
1432 WOODFORD RD LEWISVILLE, NC 27023 FL N R 62514. '
434-688-0609  rllomas@Irlomaspe.com 0.




1/2” MIN.

3/4” MIN

GE DISTANCE

1/47 MAX.
f SHIM SPACE

%

#10 SMS OR
SELF DRILLING
SCREW

#10 SMS OR

SELF DRILLING
SCREW

1/47 MAX.

{ SHIM SPACE

3/4” MIN

EDGE DISTANCE

REVISIONS

REV DESCRIPTION DATE APPROVED

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

SIGNED: 12/06/2018

EDGE DISTANCE
WOOD FRAMING : -
1 1/4" MIN.
OR 2X BUCK EMB/EDMENT METAL ’»ED
BY OTHERS STRUCTURE \
‘ BY OTHERS
|
1/47 MAX. j
BACKER ROD & e SHIM SPACE
APPROVED SEALANT X BACKER ROD &
BEHIND FLANGE APPE%\ENDDSFELAALNACN;E
#10 WOOD SCREW
. INTERIOR i
EXTERIOR T INTERIOR
410 WOOD SCREW EXTERIOR
BACKER ROD &
APPROVED SEALANT X 1/4" MAX. BACKER ROD &
BEHIND FLANGE =5 SUIM SPACE APPROVED SEALANT
BEHIND FLANGE
WOOD FRAMING {7
OR 2X BUCK WEMWB/E‘BMEM@ METAL = | %
BY OTHERS STRUCTURE\ %
BY OTHERS N
f \
N
1/27 MIN ‘ L
FDGE DISTANCE
VERTICAL CROSS SECTION VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION METAL STRUCTURE INSTALLATION
1 1/4” MIN. 1/4” MAX. 14" A,
EMBEDMENT SHIM SPACE — SHIM SPACE
WOOD FRAMING
OR 2X BUCK \
BY OTHERS \ INTERIOR rrrzZy
#WO WOOD \ - #WO SMS OR
SELF DRILLING
SCREW SCREWS INTERIOR
1/2” MIN T
EDGE DISTANCE 347 WIN.
¢ EDGE DISTANCE
EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

JAMB INSTALLATION DETAIL

WOOD FRAMING OR 2X BUCK INSTALLATION

EXTERIOR

|

P
METAL — BACKER ROD &
STRUCTURE APPROVED SEALANT
BY OTHERS BEHIND FLANGE

JAMB INSTALLATION DETAIL
METAL STRUCTURE INSTALLATION

Ml WINDOWS AND DOORS, LLC \\\\\\\él”ifg/,//
650 W. MARKET ST. Q\\Q\‘%. e %
GRATZ, PA 17030 __..:; (;EN% da/,/
-~ . -
185 PICTURE WINDOW _“-E * =
73”7 X 617 IMPACT : __:"-_-_-
FINLESS INSTALLATION DETAILS TAT _' 5:"
N >
\D/RALWN: DWG NO. o 0paus RE_v /9/&&559530'?:\\@\\&\
- /////ONAL e\\\\\
SCAE NTS  |°* 09/09/16  |STFT8  OF 12 N
L. ROBERTO LOMAS P.E. .
1432 WOODFORD RD LEWISVILLE, NC 27023 Lu lFSﬂ_ RN Lo rg g 5S 1 Z E.
434-688-0609  rllomas@Irlomaspe.com 0.




REVISIONS

REV

DESCRIPTION DATE APPROVED

2 1/2” MIN.
EDGE DISTANCE
CONCRETE/MASONRY WEMWB/E‘*DM&NT'
BY OTHERS ;
11/4” MIN. T
OPTIONAL 1X BUCK EMBEDMENT CONCRETE /MASONRY .
SEE NOTES 3 — 7/ BY OTHERS 5
SHEET 1 i )
o s 1 L 1/47 MAX.
SACKER ROD /4" x| OPTIONAL 1X BUCK a SHIMESPACE
SHIM SPACE SEE NOTES 3 — 7
& APPROVED s
SEALANT SHEET 1 T~
3/16” TAPCON ) ) v
3/16” TAPCON 1. INTERIOR
B INTERIOR N ﬁ@
EXTERIOR 7 v H—
BACKER ROD 3/16" TAPCON s ) %
& APPROVED v
SEALANT 2 1/2” MIN. - . TN
1/4” MAX. EDGE DISTANCE N
OPTIONAL 1X BUCK SHIM SPACE S EXTERIOR
SEE NOTE 3 — 7 _
SHEET 1 | 3
} BACKER ROD &
| APPROVED SEALANT
CONCRETE/MASONRY . BELIND FLANGE
BY OTHERS \ . . ” . .
R . W | 1 1/47 MIN
s, EMBEDMENT
i JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION
2 1/27 MIN |
EDGE DISTANCE
SIGNED: 12/06/2018
VERTICAL CROSS SECTION ‘ ‘
| | \””
CONCRETE/MASONRY INSTALLATION Ml WINDOWS AND DOORS, LLC \\\\\“R. Lfg////
650 W. MARKET ST. \\5\‘5.---.!/4"//
GRATZ, PA 17030 GEN@G &

185 PICTURE WINDOW

Z
73" X 617 IMPACT % EAW =
FINLESS INSTALLATION DETAILS TAT S
NOTES:

DRAWN: DWG NO. REV ’{:‘3\& :?OR\Q?: (3\' \S?
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS v.L. 08-02947 _ 27,81 ONAL W
NOT SHOWN FOR CLARITY. SCALE NTS PATE09/09/16 SHEETg  OF 12 i\
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112
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., REVISIONS
1/2” MIN.

FDGE DISTANCE

VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION

FDGE DISTANCE REV DESCRIPTION DATE APPROVED
. - 3/4” MIN
W%%D ;fABMdgE 1 1/47 MIN. METAL f EDGE DISTANCE
EMBEDMENT STRUCTURE
BY OTHERS .
BY OTHERS 1/47 MAX.
i f SHIM SPACE
1/4” MAX. j — ¢
BACKER ROD & = SHIM SPACE GACKER ROD &
APPROVED SEALANT I RIGID FILLER APPROVED SEALANT
BEHIND FLANGE LD Flaes RIGID FILLER
#10 WOOD SCREW 410 SMS OR
I SELF DRILLING
B INTERIOR - SURE
EXTERIOR I - INTERIOR
EXTERIOR #10 SMS OR
#10 WOOD SCREW == SELF DRILLING NOTES:
RIGID FILLER SCREW 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
BACKER ROD & NOT SHOWN FOR CLARITY.
APPROVED SEALANT X 1/4” MAX. BACKER ROD & X RIGID FILLER 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
BEHIND FLANGE e (SHM SPACE APPE%‘ENDD SFELAAL@CNSE DESIGNED IN ACCORDANCE WITH ASTM E2112
= 1/4” MAX.
i | SHIM SPACE
"ok ¢ Buick * WEMWB/EZSMg&NT' s | f
By OTHERS STRUCTURE\ %
i BY OTHERS \
N
1/2” MIN :

L 3/4” MIN
EDGE DISTANCE

VERTICAL CROSS SECTION
METAL STRUCTURE INSTALLATION

1 1/47 MIN. . 1/47 MAX. 1/4” MAX.
EMBEDMENT SHIM SPACE = ol sPacE
WOOD FRAMING
OR 2X BUCK \ RIGID FILLER —
BY OTHERS
410 WOOD \ INTERIOR 410 SMS OR RIGID FILLER
N SELF DRILLING SIGNED: 12/06/201
SCREW S~ CCREW INTERIOR : 12/06/2018
T NG Ml WINDOWS AND DOORS, LLC \\\\\\\é‘”ifif/,/
2" N, 650 W. MARKET ST. @\\‘%.-éf;?f@’/x/
oot DisTaNCE S/ N, GRATZ, PA 17030 § CENg o7
¢ EDGE DISTANCE 185 PICTURE WINDOW = =
73” X 61" IMPACT = %; Am =
EXTERIOR EXTERIOR FINLESS INSTALLATION DETAILS WITH RIGID FILLER TAT ‘o=
v * :__.
BACKER ROD & METAL _— BACKER ROD & DRAWN: DWG NO. REV ’/'%\ :?OR\Q?: (3\' S
APPROVED SEALANT STRUCTURE APPROVED SEALANT VoL 08—-02947 _ ///6‘8]0""%\\ \\
BEHIND FLANGE BY OTHERS BERIND FLANGE SOALE DATE SHEET //’/u;NALn\\\\\
JAMB INSTALLATION DETAIL JAMB INSTALLATION DETAIL NTS 09/09/16 10 OF 12 I
WOOD FRAMING OR 2X BUCK INSTALLATION METAL STRUCTURE INSTALLATION L. ROBERTO LOMAS P.E. Luis R, Lomas PE
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2 1/2” MIN.
EDGE DISTANCE

CONCRETE/MASONRY
BY OTHERS ;
11/4” MIN.
OPTIONAL 11X BUCK EMBEDMENT
SEE NOTES 3 — 7
SHEET 1 |
\ 1/4” MAX.
PACKER ROD o SH/\M SPACEJ
& APPROVED
SEALANT RIGID FILLER
3/16” TAPCON
» INTERIOR
EXTERIOR i
BACKER ROD 3/16” TAPCON
& APPROVED
CEALANT RIGID FILLER
1/4” MAX.
OPTIONAL 1X BUCK SH\M SPACE
SEE NOTE 3 — 7
SHEET 1
CONCRETE/MASONRY . ‘
BY OTHERS \ . . 4 . L a N
Noae “ | EMBEDMENT
L 2 1/2° MIN
EDGE DISTANCE
VERTICAL CROSS SECTION
CONCRETE/MASONRY INSTALLATION
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

1 1/4” MIN.
EMBEDMENT

CONCRETE /MASONRY
BY OTHERS

OPTIONAL 1X BUCK
SEE NOTES 3 — 7/
SHEET 1

3/16” TAPCON

REVISIONS

REV DESCRIPTION

DATE APPROVED

v

. T L 1/47 MAX.
o SHIM SPACE

T~ RIGID FILLER
~ Vq
1. INTERIOR

2 1/2” MIN.
EDGE DISTANCE

EXTERIOR

BACKER ROD &
APPROVED SEALANT
BEHIND FLANGE

JAMB INSTALLATION DETAIL

CONCRETE/MASONRY INSTALLATION

Ml WINDOWS AND DOORS, LLC
650 W. MARKET ST.

GRATZ,

PA 17030

185 PICTURE WINDOW
73" X 617 IMPACT
FINLESS INSTALLATION DETAILS WITH RIGID FILLER

DRAWN: DWG NO. REV
V.L. 08-02947 -
SCALE NTS DATE 09/09/1 6 SHEET »] »] OF 12
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APPROVED
SEALANT
BEHIND FIN 1 1/47 MIN,
EMBEDMENT
#6 WOOD WOOD
SCREW FRAMING
yd BY OTHERS
! 1/4" MAX.
{ SHIM SPACE
3/8” MN |
EDGE DISTANCE f
EXTERIOR INTERIOR
1/47 MAX
| { SHIM SPACE
3/8” MmN}
FDGE DISTANCE AN
#6 wo0oD \\\\~—WOOD
SCREW ) FRAMING
1 1/47 MIN. BY OTHERS
APPROVED EMBEDMENT
SEALANT
BEHIND FIN VERTICAL CROSS SECTION

WOOD FRAMING OR 2X BUCK INSTALLATION

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,

NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

REVISIONS

REV DESCRIPTION

DATE APPROVED

WOOD FRAMING A’W <4,8Lﬂj Sgiég
BY OTHERS\\\\
6 WOOD
e INTERIOR
1 1/4”
MIN.
EMBEDMENT
APPROVED 44//////( o
SEALANT
BEHIND FIN
3/8” MIN o

EDGE DISTANCE

EXTERIOR

JAMB INSTALLATION DETAIL

WOOD FRAMING OR 2X BUCK INSTALLATION

Ml WINDOWS AND DOORS, LLC

650 W. MARKET ST.
GRATZ, PA 17030

185 PICTURE WINDOW
73" X 617 IMPACT
FIN INSTALLATION DETAILS

DRAWN:
V.L.

DWG NO.
08-02947

REV

SCALE NTS

DATE 09 /09/16 SHEET 19 OF 12
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