Registry No. 29824
(813) 480-3421

CREEK

TECHNICAL SERVICES, LLC

EVALUATION REPORT FLORIDA BUILDING CODE, 8™ EDITION (2023)

Manufacturer: AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
26 Century Blvd

Nashville, TN 37214

(800) 428-4442

https://www.holcimelevate.com/us-en

Issued February 13, 2026

Manufacturing Plants: Tuscumbia, AL

Welford, SC

Quality Assurance:

UL LLC (QUA9625)

SCOPE

Category: Roofing

Subcategory: Single Ply Roof System

Code Edition: Florida Building Code, 8" Edition (2023) including High-Velocity Hurricane Zones (HVHZ)
Code Sections: 1504.3.1, 1504.6, 1504.7, 1507.2.4, 1507.1, 1515.1.1 , 1515.1.4, 1515.2.4, 1523.1.1, 1523.6.2
Properties: Wind Resistance, Impact Resistance, Physical Properties

PRoODUCT DESCRIPTION

Products Specification Description

Elevate UltraPly TPO ASTM D 6878 45-mil, 60-mil, or 80-mil thick thermoplastic polyolefin, heat-

(Tuscumbia, AL or Wellford, TAS 110 weldable, single-ply roof membrane with polyester weft-

SC) inserted reinforcement

Elevate UltraPly TPO Flex ASTM D 6878 60-mil thick thermoplastic polyolefin, heat-weldable, single-ply

Adhered (Tuscumbia, AL) TAS 110 roof membrane with polyester weft-inserted reinforcement

Elevate UltraPly TPO Flex SA ASTM D 6878 60-mil thick self-adhered thermoplastic polyolefin, heat-

(Tuscumbia, AL) TAS 110 weldable, single-ply roof membrane with polyester weft-
inserted reinforcement

Elevate UltraPly TPO SA ASTM D 6878 60-mil thick self-adhered thermoplastic polyolefin, heat-

(HVHZ ONLY; Tuscumbia, AL) TAS 110 weldable, single-ply roof membrane with polyester weft-
inserted reinforcement

Elevate UltraPly TPO XR 100 ASTM D 6878 45-mil thick thermoplastic polyolefin, heat-weldable, single-ply

(Tuscumbia, AL) TAS 110 roof membrane with polyester weft-inserted reinforcement and
8 0z. non-woven polyester fleece backing

Elevate UltraPly TPO XR 115 ASTM D 6878 60-mil thick thermoplastic polyolefin, heat-weldable, single-ply

(Tuscumbia, AL) TAS 110 roof membrane with polyester weft-inserted reinforcement and
8 0z. non-woven polyester fleece backing

Elevate UltraPly TPO XR 135 ASTM D 6878 80-mil thick thermoplastic polyolefin, heat-weldable, single ply

(Tuscumbia, AL) TAS 110 roof membrane with polyester weft-inserted reinforcement and
8 0z. non-woven polyester fleece backing
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

— CREEK

TECHNICAL SERVICES, LLC

REFERENCES
Entity Report No. Standard (Year)

Atlantic & Caribbean Roof Consulting (TST4671) ACRC 02-002 TAS 114(J) (2011%)

Atlantic & Caribbean Roof Consulting (TST4671) ACRC 05-002 TAS 114(J) (2011%)

FM Approvals (TST1867) 3001925 FM 4470 (2016)

FM Approvals (TST1867) 3004249 FM 4470 (2016)

FM Approvals (TST1867) 3017120 FM 4470 (2016)

FM Approvals (TST1867) 3030650 FM 4470 (2016)

FM Approvals (TST1867) 3033218 FM 4470 (2016)

FM Approvals (TST1867) 3035560 FM 4470 (2016)

FM Approvals (TST1867) 3036747 FM 4470 (2016)

FM Approvals (TST1867) 3041949 FM 4474 (2011); FM 4470 (2016))
FM Approvals (TST1867) 3042666 FM 4470 (2016)

FM Approvals (TST1867) 3044047 FM 4470 (2016)

FM Approvals (TST1867) 3047398 FM 4474 (2011)

FM Approvals (TST1867) 3047700 FM 4470 (2016)

FM Approvals (TST1867) 3046870 FM 4474 (2011); FM 4470 (2016)
FM Approvals (TST1867) 797-08937-267 FM 4470 (2016)

FM Approvals (TST1867) 3050535 FM 4470 (2016)

FM Approvals (TST1867) 3051380 FM 4474 (2011); FM 4470 (2016)
FM Approvals (TST1867) 3052525 FM 4474 (2011); FM 4470 (2016)
FM Approvals (TST1867) 3053933 FM 4470 (2016)

FM Approvals (TST1867) 3054114 FM 4470 (2016)

FM Approvals (TST1867) 3055167 FM 4470 (2016)

FM Approvals (TST1867) 3055227 FM 4470 (2016)

FM Approvals (TST1867) 3055491 FM 4470 (2016)

FM Approvals (TST1867) 3060274 FM 4470 (2016)

FM Approvals (TST1867) 3060621 FM 4470 (2016)

FM Approvals (TST1867) 3061218 FM 4470 (2016)

FM Approvals (TST1867) 3062305 FM 4470 (2016)

FM Approvals (TST1867) 797-07749-267 FM 4470 (2016)

FM Approvals (TST1867) PR452965 FM 4470 (2016)

FM Approvals (TST1867) PR457741 FM 4470 (2016)

FM Approvals (TST1867) RR205572 FM 4470 (2016)

FM Approvals (TST1867) RR207314 FM 4470 (2016)

FM Approvals (TST1867) RR207553 FM 4470 (2016)

FM Approvals (TST1867) 3061875 FM 4470 (2016)

FM Approvals (TST1867) 3061602 FM 4470 (2016)

Nemo| Etc LLC (TST6049)
Nemo| Etc LLC (TST6049)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
ABE12002.23

4S-FBP-18001.09.18
4r-FBP-20-SSTHP-01.A
FBP-044-02-01.10

FBP-044-02-01.14

FBP-054-02-02
FBP-054-02-04
FBP-054-02-05
FBP-065-02-01
FBP-066-02-01
FBP-069-02-01
FBP-070-02-01
FBP-085-02-01
FBP-086-02-01
FBP-094-02-01
FBP-119-02-01
FBP-120-02-01
FBP-122-02-01
FBP-125-02-01
FBP-128-02-01
FBP-131-02-01
FBP-134-02-01
FBP-145-02-01
FBP-148-02-01
FBP-149-02-01
FBP-150-02-01

FL15894-R23

ASTM D 6878 (2021)
ASTM D 6878 (2021)

TAS 114(D& J) (2011); TAS 114(H) (1995);

TAS 117(B) (1995)

FM 4474 (2011); TAS 114(D& J) (2011);
TAS 114(C&H) (1995);TAS 117(A&B)
(1995); ASTM D 1876 (2008(2015)e1)

FM 4474 (2011)
FM 4474 (2011)
FM 4474 (2011)

TAS 114(J) (2011); FM 4474 (2011)
TAS 114(J) (2011); FM 4474 (2011)

FM 4474 (2011)
FM 4474 (2011)

FM 4474 (2011); TAS 114(J) (2011)
FM 4474 (2011); TAS 114(J) (2011)

TAS 110 (2000)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C) (2011): TAS 114(C) (1995)

FM 4470 (2016)

FM 4474(C) (2011); TAS 114(C) (1995)
FM 4474(C) (2011); TAS 114(C) (1995)
ASTM D 6878 (2021); TAS 110 (2000)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)

FM 4474(C) (2011)
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Entity

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

Report No.
FBP-153-02-01
FBP-154-02-01
FBP-158-02-01
FBP-160-02-01
FBP-160-02-02
FBP-162-02-01
FBP-165-02-01
FBP-165-02-01A
FBP-165-02-02
FBP-172-02-01
FBP-174-02-01
FBP-175-02-01
FBP-175-02-02
FBP-177-02-01
FBP-177-02-01C
FBP-177-02-02
FBP-178-02-01
FBP-178-02-02
FBP-178-02-06
FBP-180-02-01A
FBP-181-02-01A
FBP-182-02-01
FBP-184-02-01
FBP-185-02-01
FBP-185-02-02
FBP-186-02-01
FBP-190-02-01
FBP-191-02-01
FBP-191-02-02
FBP-191-02-02A
FBP-193-02-02
FBP-194-02-01
FBP-194-02-02
FBP-194-02-03
FBP-196-02-01
FBP-196-02-02
FBP-196-02-04
FBP-206-02-01
FBP-206-02-02
FBP-208-02-01
FBP-213-02-01
FBP-213-02-03
FBP-216-02-01
FBP-220-02-01

FBP-220-02-02
FBP-222-02-01
FBP-225-02-01
FBP-230-02-01
FBP-233-02-01

FBP-233-02-02
FBP-233-02-03

FBP-235-02-01
FBP-235-02-02
FBP-238-02-01
FBP-238-02-03

FBP-239-02-01

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

Standard (Year)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

ASTM D 1970 (2017a)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
ASTM D 3746 [1985(2015)e1]

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C) (2011)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C) (2011)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

FM 4474(B) (2011); TAS 114(D) (2011)
UL 1897 (2015)

FM 4474(B) (2011)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C); (2011)

FM 4474(C); (2011)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(D) (2011); TAS 114(J) (2011)
UL 1897 (2015)

TAS 110 (2000)

FM 4474(D) (2011); TAS 114(J) (2011)
FM 4474(C) (2011)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(C) (2011)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

TAS 114(C) (1995)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)
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Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

Report No.
FBP-240-02-01

FBP-241-02-01
FBP-242-02-01
FBP-243-02-01
FBP-254-02-02
FBP-258-02-02B
FBP-258-02-02C
FBP-260-02-01
FBP-260-02-02
FBP-265-02-02
FBP-271-02-02
FBP-276-02-01
FBP-277-02-01
FBP-279-02-01

FBP-282-02-01
FBP-283-02-02B

FBP-283-02-03
FBP-291-02-01
FBP-298-02-01
FBP-304-02-01
FBP-313-02-01

FBP-313-02-02
FBP-317-02-01

FBP-317-02-02

FBP-318-02-01
FBP-322-02-02

FBP-324-02-02
FBP-331-02-01
FBP-334-02-01
FBP-334-02-02

FBP-336-02-01
FBP-338-02-01

FBP-339-02-02A

FBP-339-02-02B

FBP-340-02-01A.1

FBP-341-02-01
FBP-345-02-01

FBP-352-02-01.1
FBP-353-02-01

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

Standard (Year)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(C) (2011)

FM 4474(C) (2011)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

UL 1897 (2015)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

TAS 114(D) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)
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Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
Trinity]ERD (TST6049)
Trinity|ERD (TST6049)

Trinity]|ERD (TST6049)

Report No.
FBP-355-02-01

FBP-356-02-01
FBP-357-02-01
FBP-358-02-01

FBP-359-02-01
FBP-362-02-01
FBP-363-02-01
FBP-367-02-01

FBP-368-02-01
FBP-373-02-01A
FBP-373-02-01B
FBP-373-02-01C
FBP-375-02-01
FBP-389-02-01
FBP-389-02-02

348T0047
348T0088
348T0089
348T0090
34870111
348T0117
348T0131

348T0131A
348T0132

348T0140
F11080.09.08
SFS-SC10010.02.16

F38200.04.15-R1

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

Standard (Year)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

UL 1897 (2015)

TAS 114(D) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

ASTM D 6878 (2021); TAS 110 (2000)
TAS 110 (2000)

ASTM D 6878 (2021)

TAS 110 (2000)

ASTM D 1876 (2008(2015)e1)

FM 4474(C) (2011)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); UL 1897 (2015)
TAS 110 (2000)

TAS 110 (2000)

TAS 110 (2000)

FM 4474(B) (2011); TAS 114(D) (2011)
FM 4474(B) (2011); TAS 114(D) (2011)
ASTM D 3746 [1985(2015)el]; TAS 110
(2000); ASTM D 6878 (2021)

ASTM D 6878 (2021)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2011); UL 1897 (2015)
TAS 114(J) (2011%)

FM 4474(D) (2011); TAS 114(J) (2011);
UL 1897 (2015)

ASTM D 6878 (2021)

! Standard test method has been found equivalent to FM 4474 (2011) referenced by the FBC.
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= | C R E E K AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
- TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC

LIMITATIONS

1. Fire classification is not within the scope of this evaluation.

2. Foam plastic insulation shall be separated from the building interior in accordance with the FBC 2603.4 and
2603.6.

3. The roof deck and the roof deck attachment information are provided based on testing. FBC requirements
for the rational design of the roof deck, including the attachment, are not within the scope of this
evaluation.

4. Inthe HVHZ, fastener spacing for insulation attachment is determined using a Minimum Characteristic Force
(F") of 275 Ibf as demonstrated via testing to TAS 105. If the field tested fastener value is below 275 Ibf,
then insulation attachment shall not be acceptable.

5. In the HVHZ, fastener spacing for base sheets or membrane attachment shall meet the minimum fastener
resistance value and the MDP for the specified assembly. It is permissible for a qualified professional to
submit a revised fastener spacing utilizing the withdrawal resistance value obtained from TAS 105 testing
and calculations performed in accordance with RAS 117 and/or RAS 137, when the fastener resistance is
found less than required.

6. In the HVHZ, if mechanical attachment through the lightweight insulating concrete to the structural deck is
proposed, a field fastener withdrawal test shall be conducted in compliance with TAS 105 to determine
equivalent or increased attachment densities. Revised fastener densities shall be submitted utilizing the
withdrawal resistance value obtained from TAS 105 testing and calculations performed in accordance with
RAS 117 and/or RAS 137.

7. HVHZ: For assemblies containing mechanical attachment, the allowable uplift pressure for the selected

assembly shall meet or exceed the minimum design loads as determined in accordance with the FBC
Chapter 16. The attachment density may be increased by a qualified design professional, as necessary, to
meet the design pressure requirements in the periphery zones. Calculations shall be conducted in
compliance with RAS 117 and/or RAS 137.
Non-HVHZ: For assemblies containing mechanical attachment or adhered in ribbon-applied adhesive, the
allowable uplift pressure for the selected assembly shall meet or exceed the minimum design loads as
determined in accordance with the FBC Chapter 16. The attachment density may be increased by a
qualified design professional, as necessary, to meet the design pressure requirements in the periphery
zones. Calculations shall be conducted in compliance with RAS 117, RAS 137, or Section 2.2.10.1 FM
LPDS 1-29 (February 2020).

8. Reroofing applications shall be examined in accordance with FBC Section 1511 outside of the HVHZ and
FBC Section 1521 within the HVHZ. For mechanically fastened systems, a field withdrawal resistance test
(TAS 105 in the HVHZ; ANSI/SPRI FX-1 or TAS 105 in the non-HVHZ) shall be conducted by a qualified
professional to ensure the fastener meets the minimum design load requirements of the system. For
adhered systems, a field uplift resistance test (TAS 124 in the HVHZ; ASTM E 907, FM LPDS 1-52,
ANSI/SPRI IA-1, or TAS 124 in the non-HVHZ) shall be conducted to confirm conformance of the existing to
the minimum design loads.

9. HVHZ: For assemblies containing fully adhered or ribbon adhered attachment, or where extrapolation of the

assembly is not permitted, the MDP for the selected assembly shall meet or exceed the minimum design
loads as determined in accordance with the FBC Chapter 16 without augmentation.
Non-HVHZ: For assemblies adhered in ribbon-applied adhesive, the allowable uplift pressure for the
selected assembly shall meet or exceed the minimum design loads as determined in accordance with the
FBC Chapter 16. The attachment density may be increased by a qualified design professional, as
necessary, to meet the design pressure requirements in the periphery zones. Calculations shall be
conducted in compliance with Section 2.2.10.1 FM LPDS 1-29 (July 2022).

10. Installation of the evaluated products shall comply with this report, the FBC, and the manufacturer's
published application instructions. Where discrepancies exist between these sources, the more restrictive
and FBC compliant installation detail shall prevail.

11. The minimum roof slope shall be 1/4:12 for new construction.

12. All products listed in this report shall be manufactured under a quality assurance program in compliance with
Rule 61G20-3.

13. Fasteners applied in rows may impart concentrated loads to structural components of the
building. Designers should consider the fastener spacing of the roof system in relation to the spacing of
structural supports when selecting a roof system.
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COMPLIANCE STATEMENT

TECHNICAL SERVICES, LLC

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

This report has been prepared in accordance with F.A.C. Rule 61G20-3.
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This item has been
digitally signed and
sealed by Zachary R.
Priest, PE, on 2/13/2026.

Printed copies of this
document are not
considered signed and
sealed and the signature
must be verified on any
electronic copies.

CERTIFICATION OF INDEPENDENCE

Digitally signed by Zachary R. Priest

2026.02.13
12:15:32
-05'00

Zachary R. Priest, P.E.
Florida Registration No. 74021
Organization No. ANE9641

CREEK Technical Services, LLC does not have, nor will it acquire, a financial interest in any company manufacturing or distributing

products under this evaluation.

CREEK Technical Services, LLC is not owned, operated, or controlled by any company manufacturing or distributing products under

this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any company manufacturing or distributing products

under this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the

product.

APPENDICES

1) APPENDIX A — Installation (9 pages)
2) APPENDIX B — Nomenclature and Approved Assemblies (85 pages)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems
" CREEK [APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A

INSTALLATION
Note - Refer to the APPROVED ASSEMBLIES section of this report for specific installation details of a selected assembly.

Unless otherwise specified in this report the following installation details shall be met for the named products:

Component Product Installation Detail

Elevate All-Purpose Fasteners
Elevate All-Purpose S Fasteners

Min.0.75-inch penetration through the top rib of the steel deck or

wood deck

Elevate #12 Fasteners

Elevate Concrete Drive Min. 1.25” embedment into min. 3” thick structural concrete

Elevate HD Seam Plate 2 3/8-inch diameter; 0.036-inch Galvalume steel plate with
eyehooks

Elevate HD Plus Seam Plate 2.75-inch diameter; 0.037-inch Galvalume steel plate with eyehooks

Elevate Heavy Duty Fastener
Elevate Heavy Duty Plus Fastener
SFS Intec Dekfast #14

SFS intec Dekfast #15 HS

Elevate Insulation Fastening Plate
Trufast 3” Metal Seam Plates

Min. 0.75-inch penetration through the top rib of the steel deck or
wood deck; Min. penetration 1-inch into concrete deck (Heavy Duty
Plus shall not be used in concrete deck)

3-inch diameter; Galvalume steel plate

Elevate 1.7” LWC Base Ply Fastener Full embedment of shank into substrate
Fasteners Elevate Metal Batten Bar ) .
' 1-inch wi | n bar
Battens, Coiled Metal Batten Bar ch wide steel batten bai
Pla_tes, & Elevate Polymer Batten Strip 0.75-inch wide plastic batten strip
glf\flf?t‘m Elevate Pre-Assembled Insulation Elevate #12 Fastener and Elevate Insulation Fastening Plate, pre-
LA SR Plate assembled; Min.0.75-inch penetration through the top rib of the

steel deck or wood deck

Elevate Purlin Fastener
SFS Intec SFS Purlin Fastener

Min. 0.75-inch penetration through purlin

Prime at a rate of 200-250 ft¥/gal with Elevate Single-Ply
QuickPrime Primer or QuickPrime Plus Primer prior to adhering
strip

Min. 3-inch diameter; Induction welded in the field of membrane
with RhinoBond® welding tool; welds not permitted at lap seams

Elevate UltraPly QuickSeam R.M.A
Strip

Elevate UltraPly TPO InvisiWeld Plate

Elevate UltraPly TPO Invisiweld -S Min. 3-inch diameter; Induction welded in the field of membrane

Plate with isoweld® 3000 welding tool; welds not permitted at lap seams
3-inch diameter; 0.017-inch thick Galvalume steel plate with one (1)

Trufast VERSA-FAST Plate center hole and eight (8) equally spaced perimeter holes for multiple
fastening

Min. 2-inch embedment into LWIC or Gypsum decks; Min. 3/4-inch

Trufast VERSA-FAST Fastener penetration through wood decks

Self-adhered; Min. 3-inch side laps; Min. 6-inch end laps; All
substrates except metal decks must be primed with vapor barrier
primer.

Elevate V-Force Vapor Barrier
Membrane

Vapor Barrier Elevate APP 80 Glass Base
Elevate SBS Glass Base Torch
Elevate SBS Glass FR Torch
Elevate SBS Poly Torch Base

Min. 3-inch lap; Torch adhered

Elevate SA-LVOC Primer

Vapor Barrier Elevate SA-Solvent Based (SB) Applied at a rate of 0.5 gal/sq.
Primer Primer
Elevate SA-Water Based (WB) Primer | Applied at a rate of 150-200 ft*/gal
Elevate 1.S.0. Stick Partially adhered in 0.75 to 1-inch wide ribbons
Elevate 1.S.0. Fix Il Partially adhered in 0.75 to 1-inch wide ribbons
Insulation Elevate |.5.0. Twin Pack Insulation | b tialy adhered in 0.5 to 0.75-inch wide ribbons
Adhesives Adhesive
Elevate 1.S.0. Spray R Partially adhered in 0.75 to 1-inch wide ribbons
Elevate Twin Jet Partially adhered in 1 to 1.25-inch wide ribbons
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems
" CREEK [APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A

Component Product Installation Detail

Georgia-Pacific DensDeck or

Densbeck Prime Min. 0.25-inch thick

Elevate 1SO 95+ GL
Elevate ISOGARD GL
GenFlex ISO Insulation Min. 0.5-inch thick; Min. 20 psi; Adhered boards shall be a
Elevate ISOGARD CG maximum 4 ft. x 4 ft.

Elevate RESISTA

GenFlex Coated Glass Facer
Elevate ISO 95+ GL (Tapered)
Elevate ISOGARD GL (Tapered)
Insulation/Cover Elevate ISOGARD CG (Tapered)

0.5-inch to start with 0.25-inch per ft taper; Adhered boards shall be
Boards Elevate RESISTA (Tapered) amaximum 4 ft x 4 ft P P
GenFlex Coated Glass Facer
(Tapered)

GenFlex ISO Insulation (Tapered)

Elevate ISOGARD HD

GenFlex HD ISO

Elevate ISOGARD HD Composite

GenFlex HD Composite ISO

USG SECUROCK Glass-Mat Roof

Min. 0.5-inch thick; Adhered boards shall be a maximum 4 ft. x 4 ft.

Min. 1.5-inch thick; Adhered boards shall be a maximum 4 ft. x 4 ft.

Min. 0.25-inch thick

Board

USG SECUROCK Gypsum-Fiber Roof Min. 0.25-inch thick

Board

ASTM D 312, Type IV Asphalt Fully adhered within the EVT range at a rate of 25-40 lbs/100 ft*
Elevate 1.S.0. Spray R Partially adhered in 0.75 to 1-inch wide ribbons

Applied to both the bottom surface of the roof cover and the top
surface of the substrate; Applied with 2 in. overlap at a rate of 1.75-
Elevate Jet Bond Spray Adhesive 2.2 |bs/100ft* to each surface with bareback membranes; Applied
with 6 in. overlap at a rate of 2.5-2.7 Ibs/100ft* to each surface with
fleeceback membranes

Elevate Single-Ply LVOC Bonding

Membrane Adnesive Fully adhered at rate of 45-60 ft*/gal; Applied simultaneously to
Adhesives Elevate Single-Ply LVOC 1168 und)z;rside of membrane and subsgtre{te PP g
Bonding Adhesive
Elevate UltraPly Bonding Adhesive
Elevate Twin Jet Adhered in spatter at a rate of 5.8 Ibs/sq.
Elevate Water Based Bonding Fully adhered at a rate of 100-120 ft/gal.
Adhesive P
Elevate XR Stick Partially adhered in 0.75 to 1-inch wide ribbons
Elevate XR Bonding Adhesive Fully adhered at rate of 70-90 ft*gal; Applied to substrate only
Owens Corning PermaMop Asphalt Fully adhered within the EVT range at a rate of 25-40 lbs/100 ft*
Min. 2-inch wide side-laps; Side-laps shall be installed
Elevate MB Base perpendicular to the direction of the steel deck ribs for mechanically
attached systems
Elevate Channel Venting Base
BASEGARD SA
Elevate Ply IV (4)
Elevate Ply VI (6)
Base Sheets Elevate SBS Base Min. 3-inch wide side-laps; Min. 6-inch end laps; Side-laps shall be
Elevate SBS Base-P installed perpendicular to the direction of the steel deck ribs for
Elevate SBS Glass Torch Base mechanically attached systems
Elevate SBS Glass Torch Base 1.5
Elevate SBS PolyBase
Elevate SBS Poly Torch Base
Elevate SBS Premium Base
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[APPROVED ASSEMBLIES]

[NOMENCLATURE]

= CREEK

TECHNICAL SERVICES, LLC

Appendix A

Base Sheets Elevate SBS Premium Poly Base Min. 3-inch wide side-laps; Min. 6-inch end laps; Side-laps shall be
(Contd) installed perpendicular to the direction of the steel deck ribs for
Elevate SBS Smooth mechanically attached systems
Elevate UltraPly TPO
Elevate UltraPly TPO Flex Adhered h wide side.l h hwide - I
Min. 2-inch wide side-laps with min. 1.5-inch wide heat weld; In-lap
Sinale-PI Elevate UltraPly TPO Flex SA fastened systems shall have min. 6-inch wide side-laps with min.
Mergnbran}:e Elevate UltraPly TPO SA 1.5-inch wide heat weld; Side-laps shall be installed perpendicular
Elevate UltraPly TPO XR 100 to the direction of the steel deck ribs for mechanically attached
systems
Elevate UltraPly TPO XR 115
Elevate UltraPly TPO XR 135
. . . Slurry coat min. 0.25-inch thick; 1-inch thick EPS board (1 Ibs/ft’);
g;:go?go pild%ii(tfrr: MF with HS Min. 2-inch thick top coat; Celcore PVA curing compound applied
9y at rate of 300 ft/gal
Celcore S-1 Deck is treated by applying a continuous film with a broom prior to
Cellular placement of the Celcore lightweight concrete
:-igh}m;_eight (Cseécso)re Sanded Bonding Surface Applied at a rate of 100 ft?/gal
nsulating
Concrete Min. 300 psi Mearlcrete
Min. 300 psi Elastizell . . . . .
M:: 300 E: Cc?r?clrzeecel Slurry coat min. 0.25-inch thick; 1” thick EPS board (1 Ibs/ft®); Min.
: 2-inch thick top coat
Min. 200 psi Cellular Lightweight
Concrete
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
i 48" {
12"
e
S 12" —=f
4 per
4 ft. x 4 ft. 48"
board
(Max. 4.0ft? contributory area per fastener)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

CREEK TPO Single Ply Roofing Systems
[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
4 per pp—
4ft. x 8 ft.
board 2 3
©
(Max. 8ft” contributory area per fastener)
:
5 per i
4ft. x 8ft. y
board ¥ O
(Max. 6.4ft° contributory area per fastener)
6 per —
4 ft. x 8 ft.
board 2 3
©
(Max. 5.33ft” contributory area per fastener)
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TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
e
8 per & —e
4 ft. x 8 ft.
board Y B
(Max. 4.00ft? contributory area per fastener)
Vel 3
10 per
4 ft. x 8 ft. - -~
board ¥ .
(Max. 3.2ft° contributory area per fastener)
.
12
O O O G {
Fv] 2|I
@ | @ [ 48"
10 per 12"
Aft x 81 | F
board © ® © @
(Alt. Pattern) 12"
| |
e e e e R B e R e o B B ol B
12" 12" | 12" 12" | 12" | 12"
— 96" o=
(Max. 3.2ft° contributory area per fastener)
ABE12002.23 FL15894-R23 Page 5 of 9

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK
Technical Services, LLC of any product changes or quality assurance changes throughout the duration for which this report is valid.
This evaluation report does not express nor imply warranty, installation, recommended use, or other product attributes that are not
specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems
v CREEK [APPROVED ASSEMBLIES]
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Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
12 per
4 ft. x 8 ft. :
board 3 ?
(Max. 2.67ft* contributory area per fastener)
L, = o
| o |
-
12 per
4 ft. x 8 ft. .
Board &
(Alt. Pattern)
A
©@ © © O
12 per
4 ft. x 8 ft. & H Cg
Board .
(AlL. 7 ® ©] ©®
Pattern 2)
%_17 © ®@ ©
| :
(Max. 2.67ft° contributory area per fastener)
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CREEK TPO Single Ply Roofing Systems
[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A

Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
®
N
15 per 2
4 ft. x 8 ft. : Pe: )
Board 2 © w
|
+© :
i % |
(Max. 2.13ft° contribuory area per fastener)
i DI T
© © © ©
© ©) D),
16 per © © ©
4 ft. x 8 ft. % =
board - =
L@ ® ® ®
© © ©
o S
(Max. 2.00ft* contributory area per fastener)
© © © & ©
18 per
41t x 8ft. ! ® @) @) @)
board X & e
i
© ©
(Max. 1.78ft* contributory area per fastener)
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Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
© © ©
© © ©
20 per s
41t x 81t - = 2 s
boar)c(i 3 @ © © ©
ls g © ©
N ) ®
- 3 |
(Max. 1.60ft? contributory area per fastener)
©
20 per — o ©
41t x81t. e
board o ©) ® ©
(Alt. Pattern) i ! © =
© © ©
22 per
41t x 8 ft. 2
board =

(Max. 1.45ft” contributory area per fastener)
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TECHNICAL SERVICES, LLC [NOMENCLATURE] Appendix A

Insulation/Cover Board Fastening Patterns

Description Fastening Pattern

o
=3}

?—L © r © @T © ©
24 per . ©+ ©
4 ft. x 8 t. ; S 7 : o 5 .
board s S © ©
© ®
é 1 © ©
(Max. 1.33ft° contributory area per fastener)
VERSA-FAST Metal plate Fastening Pattern
Description Fastening Pattern
1 fastener per .
plate . ‘
e
2 fasteners
per plate ‘ . ‘ .
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' AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [ APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

NOMENCLATURE

The following naming conventions are utilized to specify products in the APPROVED ASSEMBLIES section of this report. Refer to the nomenclature below when
deciphering the allowable products for use in the selected assembly. Installation requirements shall be as noted in the APPROVED ASSEMBLIES section of this report.

Name Definition

Air Barrier Installation shall comply with Section C402.5 of the Florida Building Code, Energy Conservation, 6™ Edition (2017)
AP Fasteners & Plates Elevate All-Purpose Fasteners or All-Purpose S Fasteners and Insulation Fastening Plates

As Tested Information provided to the report user based on the as tested condition of the roof system

BASEGARD One ply of BASEGARD SA. Shall only be used with membranes applied in hot asphalt.

CD Fasteners & Insulation Plates Elevate Concrete Drive and Insulation Fastening Plates

CD Fasteners & Plates Elevate Concrete Drive and Elevate HD Seam Plates

One layer of any of the following products:
-Georgia-Pacific DensDeck

-Georgia-Pacific DensDeck Prime

Cover Board -Elevate ISOGARD HD

-GenFlex HD I1SO

-USG SECUROCK Glass-Mat Roof Board
-USG SECUROCK Gypsum-Fiber Roof Board

As Tested deck construction details are described as follows:

Concrete Deck Min. f = 2,500 psi at 28 days
CWF Deck Min. 2.5-inch thick Tectum | cementitious wood fiber panels
Min. 22 ga, Wide Rib Deck (Type WR) conforming to ANSI/SDI-RD1.0 & FBC; 0.5% Vented and ASTM A653 G90 for
LWIC applications only. The following nomenclature is used to further describe the As Tested condition.
F<#> <#> #12-24 HWH self-drilling screws or equivalent fastener at each flute used to secure the deck to the
structural supports; Min. 0.25-inch penetration
G<#> Min. Grade <#> of Steel Deck
HS<#> Hilti S-SLC 01 M HWH screws or equivalent fastener secured <#>-inch o.c. along the panel side laps
Deck Detail HXE<#> <#> Hilti X-ENP 19 L 15 powder-driven fasteners or equivalent at each flute used to secure the deck to
the structural supports; Min. 0.25-inch penetration
Steel Deck HXH<#> <#> Hilti X-HSN 24 powder-driven fasteners or equivalent at each flute used to secure the deck to the
structural supports; Min. 0.25-inch penetration
L<#> Max. span of <#> ft.
P Min. 5/8-inch diameter puddle welds at each flute used to secure the deck to the structural supports
PW Min. 5/8-inch diameter puddle welds with weld washers at each flute used to secure the deck to the
structural supports
S<#> 1/4 ”-14 HWH x7/8” self-drilling screws or equivalent fastener secured <#>-inch o.c. along the panel side
laps
W 0.75-inch O.D. flat washer used with indicated fastener
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TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Name

Definition

Deck Detail (Cont'd)

As Tested condition.

Solid or closely fitted span rated sheathing at max. 24 in. span; The following nomenclature is used to further describe the

T<#>P Min. <#>-inch thickness of the plywood
T<#>0 Min. <#>-inch thickness of the OSB
Wood Deck L<#> Max. span of <#> inches
N<#1>/<#2> Min. 0.113-inch diameter x 2-3/8-inch ring shank nails spaced <#1>-inch o.c. at all intermediate

supports and spaced <#2> at the perimeter of each board

the perimeter of each board

WS<#1>/<#2> | Min. #8 x 2-inch wood screw spaced <#1>-inch o.c. at all intermediate supports and spaced <#2> at

DensDeck Min. 0.25-inch Georgia-Pacific DensDeck
DensDeck Prime Min. 0.25-inch Georgia-Pacific DensDeck Prime
HA ASTM D 312, Type IV asphalt

HD Fasteners & Insulation Plates

Elevate Heavy Duty Fasteners and Insulation Fastening Plates

HD Fasteners & Plates

Elevate Heavy Duty Fasteners and Elevate HD Seam Plates

HD Plus Fasteners & Plates

Elevate Heavy Duty Plus Fasteners and Elevate HD Plus Seam Plates

Insulation

One of more layers in any combination of the following products:
-Georgia-Pacific DensDeck

-Georgia-Pacific DensDeck Prime

-GenFlex ISO Insulation

-GenFlex HD I1SO

-GenFlex HD Composite ISO

-GenFlex Coated Glass Facer

-Elevate ISO 95+ GL or ISOGARD GL
-Elevate ISOGARD HD

-Elevate ISOGARD HD Composite

-Elevate RESISTA or ISOGARD CG

-USG SECUROCK Glass-Mat Roof Board
-USG SECUROCK Gypsum-Fiber Roof Board

Insulation Adhesive

Adhered in accordance with one of the following options per INSTALLATION section:

-Elevate 1.S.0. Fix Il
-Elevate 1.S.0. Stick
-Elevate 1.S.0. Twin Pack Insulation Adhesive

Insulation Adhesive Il

Adhered in accordance with one of the following options per INSTALLATION section:

-Elevate 1.S.0. Fix Il

-Elevate 1.S.0. Stick

-Elevate 1.S.0. Twin Pack Insulation Adhesive
-Elevate 1.S.0. Spray R

Insulation Adhesive Il

Adhered in accordance with one of the following options per INSTALLATION section:

-Elevate 1.S.0. Fix Il
-Elevate 1.S.0O. Stick
-Elevate 1.S.0. Spray R

ABE12002.23
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Name
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Insulation Adhesive IV

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Twin Pack Insulation Adhesive

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Insulation Adhesive VI

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Fix Il

-Elevate 1.S.0O. Stick

-Elevate 1.S.0. Twin Pack Insulation Adhesive

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Insulation Adhesive VII

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Stick

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Insulation Adhesive VIl

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Fix Il

-Elevate 1.S.0. Stick

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Insulation Adhesive I1X

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Fix Il

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Insulation Adhesive X

Adhered in accordance with one of the following options per INSTALLATION section:
-Elevate 1.S.0. Stick

-Elevate 1.S.0. Twin Pack Insulation Adhesive

-Elevate 1.S.0. Spray R

-Elevate Twin Jet

Invisiweld Elevate UltraPly InvisiWeld Plates or Invisiweld-S Plates with Heavy Duty Fasteners or Concrete Drive fasteners (concrete decks only)
Invisiweld-S Elevate UltraPly Invisiweld-S Plates with SFS Inteck Dekfast #15 HS, Elevate Heavy Duty Fasteners or Elevate Concrete Drive fasteners
(concrete decks only)
Invisiweld-S Il Elevate UltraPly Invisiweld-S Plates with SFS Inteck Dekfast #15 HS Fasteners or Dekfast #14 Fasteners (concrete decks only)
1SO One or more layers of GenFIQx ISO Insulati(_)n, Elevate ISO 95+ GL, or Elevate ISOGARD GL; Elevate ISOGARD GL shall be minimum 2.0-
inch thickness when mechanically fastened in roof assemblies with adhered membranes
ISO HD One or more layers of GenFlex HD ISO or Elevate ISOGARD HD
ISO HD-C One or more layers of GenFlex HD Composite ISO or Elevate ISOGARD HD Composite
One or more layers of GenFlex Coated Glass Facer, Elevate RESISTA, or Elevate ISOGARD CG,; Elevate ISOGARD CG shall be minimum
ISO CG 2.0-inch thickness when mechanically fastened in roof assemblies with adhered membranes
JBSA Elevate Jet Bond Spray Adhesive
LwiIC Poured-in-place Cellular Lightweight Insulating Concrete with encapsulated insulation board
One ply of Channel Venting Base, MB Base, SBS Base, SBS Base-P, SBS Glass Torch Base, SBS Glass Torch Base 1.5, SBS Premium
MA Base Base, SBS Poly Base, SBS Premium Poly Base, SBS Poly Torch Base, or SBS Smooth mechanically attached as prescribed per the

approved assembly
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Membrane Adhesive |

Fully adhered in accordance with one of the following options per INSTALLATION section:
-Elevate UltraPly Bonding Adhesive

-Elevate Single-Ply LVOC Bonding Adhesive

-Elevate Single-Ply LVOC 1168 Bonding Adhesive

Membrane Adhesive Il

Fully adhered in accordance with one of the following options per INSTALLATION section:
-Elevate UltraPly Bonding Adhesive

-Elevate Single-Ply LVOC Bonding Adhesive

-Elevate Single-Ply LVOC 1168 Bonding Adhesive

-Elevate Water Based Bonding Adhesive P

Membrane Adhesive Il

Fully adhered in accordance with one of the following options per INSTALLATION section:
-Elevate Single-Ply LVOC Bonding Adhesive

-Elevate Single-Ply LVOC 1168 Bonding Adhesive

-Elevate Water Based Bonding Adhesive P

Membrane Adhesive IV

Fully adhered in accordance with one of the following options per INSTALLATION section:
-Elevate UltraPly Bonding Adhesive

-Elevate Jet Bond Spray Adhesive

-Elevate Single-Ply LVOC Bonding Adhesive

-Elevate Single-Ply LVOC 1168 Bonding Adhesive

Membrane Adhesive V

Fully adhered in accordance with one of the following options per INSTALLATION section:
-Elevate UltraPly Bonding Adhesive

-Elevate Jet Bond Spray Adhesive

-Elevate Single-Ply LVOC Bonding Adhesive

-Elevate Single-Ply LVOC 1168 Bonding Adhesive

-Elevate Water Based Bonding Adhesive P

MCRF Minimum Characteristic Resistance Force as determined by TAS 105 for the named fastener in the selected assembly
MDP Maximum Design Pressure
PermaMop Owens Corning PermaMop Asphalt

Preliminarily Secured

Fastened at minimum rate of 5 per 4 ft. x 8 ft. board or 4 per 4 ft. x 4 ft. board.

Where assemblies are used to recover an existing roof, the existing roof shall consist of only one layer of roofing, i.e. recovering a previously
recovered roof is not permitted. Recover roofing shall be conducted in compliance with FBC Section 1511 outside of the HYHZ and FBC

Recover Section 1521 within the HVHZ. For mechanically fastened roof assemblies, the existing roof insulation thickness may be contributory in
meeting the minimum insulation thickness requirements for a given assembly.

SBS TA SBS Glass Torch Base fully bonded by torch adhering.

SECUROCK Min. 0.25-inch USG SECUROCK Gypsum-Fiber Roof Board

TJ-S Twin Jet applied in spatter

TJ-R Twin Jet applied in ribbons

UltraPly TPO One ply of any one of the following products:

45-mil thick, 60-mil thick, or 80-mil thick UltraPly TPO

UltraPly TPO FA

One ply of UltraPly TPO Flex Adhered

UltraPly TPO FSA

One ply of any one of the following products:
60-mil thick UltraPly TPO Flex SA

UltraPly TPO SA (HVHZ ONLY)

For use in the HVHZ only. One ply of any one of the following products:
60-mil thick UltraPly TPO SA
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UltraPly TPO XR

One ply of any one of the following products:
UltraPly TPO XR 100, UltraPly TPO XR 115 or UltraPly XR 135

XR-BA XR Bonding Adhesive
XR-S XR Stick Membrane Adhesive
One or more plies of the following applied as a vapor barrier:
- Elevate Ply IV (4)
- Elevate Ply VI (6)
VB - Elevate MB Base
- Elevate SBS Base
- Elevate SBS PolyBase
- Elevate SBS Premium Base
VERSA-FAST Trufast VERSA-FAST Plates and VERSA-FAST Fasteners
V-Force One ply of Elevate V-Force Vapor Barrier Membrane self-adhered fully over deck. Non-metal substrates must be primed with Elevate SA-
Solvent Based (SB) Primer or Elevate SA-LVOC Primer
WB V-Force One ply of Elevate V-Force Vapor Barrier Membrane self-adhered fully over deck primed with V-Force WB Primer
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[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

APPROVED ASSEMBLIES

The following notes shall be observed when using the assembly tables below.

1.
2.

3.
4.
5

Allowable pressures were calculated using a 2:1 margin of safety per FBC Section 1504.9 and 1523.4. MDP shall be minimum -45 psf for use in the HVHZ.
Refer to LIMITATIONS and NOMENCLATURE sections of this evaluation when using the table(s) below. Items italicized refer to specific nomenclature used in
this report.

Refer to INSTALLATION section of this report for installation detail when the information is not explicitly stated for the selected assembly.

The on-center (0.c.) spacing given is the maximum allowable attachment spacing for the rated system.

As Tested information for roof deck construction is provided for information only. The addition of the As Tested deck information does not obviate the
requirement for rational design of the roof deck and roof deck attachment in accordance with FBC requirements.

Prior to application of the approved assembly an optional vapor barrier, such as 4-6 mil polyethylene, V-Force, or DensDeck Prime with V-Force, may be
installed over concrete or steel decks when the approved assembly contains insulation or the membrane fastened through to the deck.

7. Steel deck utilized in System Nos. S-A-# shall be ASTM A653, G90 galvanized steel.

ABE12002.23

Assembly System Numbers and Definitions
C-A-# Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
C-AM-# Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
C-M-# Mechanically Fastened Assemblies over Concrete Deck (New or Existing)
C-W-# Induction Welded Assemblies over Concrete Deck (New or Existing)
CW-A-# Assemblies with All Layers Adhered over Cementitious Wood Fiber Deck (New or Existing)
CW-AM-# Assemblies with Adhered Membranes over Cementitious Wood Fiber Deck (New, Existing, or Recover)
G-A-# Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
G-AM-# Gypsum Deck Assemblies with Adhered Membranes (New or Existing)
LC-A-# Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
LS-A-# Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
L-AM-# Lightweight Concrete Assemblies with Adhered Membranes over Steel Deck or Concrete Deck (New or Existing)
L-M-# Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck or Concrete Deck (New or Existing)
R-A-# Recover Assemblies with All Layers Adhered
R-AM-# Recover Assemblies with Adhered Membranes
R-M-# Mechanically Fastened Recover Assemblies
R-W-# Induction Welded Recover Assemblies
S-A-# Assemblies with All Layers Adhered over Steel Deck (New or Existing)
S-AM-# Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
S-M-# Mechanically Fastened Assemblies over Steel Deck (New or Existing)
S-W-# Induction Welded Assemblies over Steel Deck (New or Existing)
W-A-# Assemblies with All Layers Adhered over Wood Deck (New or Existing)
W-AM-# Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
W-M-# Mechanically Fastened Assemblies over Wood Deck (New or Existing)
W-W-# Induction Welded Assemblies over Wood Deck (New or Existing)

FL15894-R23

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. 1.5-inch ISO U;gs‘:% g?\l?_%A Self-adhered 575
C-A-1 WB V-Force Adhered in I.S.0. Stick - (Lim. 9)
Ribbons spaced 12-inch o.c. UltraPly TPO FSA Self-adhered :
XR-S, TJ-R, orI.S.O. Spray
UltraPly TPO XR R ribbon adhered
12-inch o.c.; TJ-S or JBSA
UltraPly TPO Membrane Adhesive V
WE Vo Adh dMinI' 1-5I'i’?Ch !Asdoh ey UltraPly TPO FA Membrane Adhesive IV 975
-Force ered in Insulation esive - e
C-A-2 ribbon adhered 12-inch o.c. U(Ig?/PHIé -ST\I(I)_\?)A Self-adhered (Lim. 9)
UltraPly TPO FSA Self-adhered
XR-S, TJ-R, or .S.O. Spray
UltraPly TPO XR R ribbon adhered 12-inch
0.c.; TJ-S or JBSA
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA
Min. 0.5-inch ISO or Min. 1-inch ISO | SECUROCK installed with (HVHZ ONLY) Self-adhered
APP 80 Glass Base CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in -112.5
C-A-3 torched adhered applied in ribbons s. a.celd 12-inch o.c ribboﬁs spaced 12-Fi)r?ch o.c UlraPly TPO FSA Selt-adhered (Lim.9)
pp P : P : XR-S, TJ-R, or .S.0. Spray
R ribbon adhered 12-inch
UltraPly TPO XR 0.c.. HA, PermaMop,
XR-BA, TJ-S, or JBSA
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA Self-adhered
Min. 0.5-inch ISO or Min. 1-inch ISO SECUROCK installed with (HVHZ ONLY) 1125
C-A-4 - CG installed with 1.S.0. Stick applied | 1.S.0. Stick applied in ribbons UltraPly TPO FSA Self-adhered (Lim '9)
in ribbons spaced 12-inch o.c spaced 12-inch o.c XR-S, TJR, or 1.5.0. Spray
R ribbon adhered 12-inch
UltraPly TPO XR o.c.; HA, PermaMop,
XR-BA, TJ-S, or JBSA
OPTIONAL Min. 0.5-inch I1SO or Min. 1-inch ISO DensDeck installed with UltraPly TPO or Single Ply LVOC Bonding 1125
C-A-5 APP 80 Glass Base CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in UltraPly TPO FA Adhesive (Lim '9)
torched adhered applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c UltraPly TPO FSA Self-Adhered '
Min. 0.5-inch ISO or Min. 1-inch ISO DensDeck installed with UltraPly TPO or Single Ply LVOC Bonding 1125
C-A-6 - CG installed with 1.S.0. Stick applied | 1.S.0. Stick applied in ribbons | UltraPly TPO FA Adhesive Lim '9)
in ribbons spaced 12-inch o.c spaced 12-inch o.c UltraPly TPO FSA Self-Adhered '
Min. 1.5-inch ISO with I.S.0O. Stick -127.5
C-AT ) applied in ribbons spaced 4-inch o.c ) UltraPly TPO FSA Self-Adhered (Lim. 9)
Min. 0.5-inch ISO or Min. 1-inch ISO | Min 0.5-inch ISO HD installed UltraPly TPO Membrane Adhesive V )
CAg APP 80 Class Base CG installed with 1.5.0. Twin Pack | with 1.5.0. Twin Pack applied : (Liln‘??’g)
applied in ribbons spaced 12-inch o.c | in ribbons spaced 12-inch o.c | UltraPly TPO FA Membrane Adhesive IV :
OPTIONAL
. . . Min. 1.5-inch ISO or ISO CG JBSA;
APP 80 Glass Base Min. 1.5-inch ISO or ISO CG; with Taper 1ISO or ISO CG XR-S ribbon adhered -142.5
C-A-9 1.S.0. Twin Pack . UltraPly TPO XR : . :
torched adhered ribbon adhered 12-inch o.c 1.S.0. Twin Pack or I.S.0. 12-inch o.c,; (Lim. 9)
e Spray R ribbon adhered or TJ-S over ISO CG only
12-inch o.c.
ISO UltraPly TPO SA -150
C-A-10 - Insulation Adhesive VI - (HVH% ONLY) Self-adhered (Lim. 9)
ribbon adhered 12-inch o.c. )
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
DensDeck Prime UltraPly TPO SA Self-adhered 1
C-A-11 WB V-Force Twin Jet ribb Iiﬁ d 12-inch Twin Jet ribbon adhered (HVHZ ONLY) Li 509
-A- win Jet ribbon adhered 12-inch o.c. 12-inch o.c. XR-S, TJ-R, or I.S.0. Spray (Lim. 9)
R ribbon adhered 12-inch
UltraPly TPO XR 0.c.. HA, PermaMop,
XR-BA, TJ-S, or JBSA
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[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with All Layers Adhered over Concrete Deck (New or Existing)

Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
ISO XR-S or 1.S.0. Spray R 1555
C-A-12 - Insulation Adhesive VI - UltraPly TPO XR ribbon adhered 12-inch o.c,; (Lim '9)
ribbon adhered 12-inch o.c. or JBSA '
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
OPTIONAL DensDeck Prime U'gs‘;‘% TO'T\I?_ EA Self-adhered 1635
C-A-13 - ISOlnsulation Adhesive VI Insulation Adhesive VI ribbon ( ) (Lim '9)
ribbon adhered 12-inch o.c. adhered 12-inch o.c. XR-S, TJ-R, or 1.S.0. Spray :
R ribbon adhered 12-inch
UltraPly TPO XR 0.c.. HA, PermaMop,
XR-BA, TJ-S, or JBSA
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
ISO DensDeck Prime UltHfirl/PHl)Z’ I)'T\IOL?A Self-adhered -163.5
C-A-14 WB V-Force 1.S.0. Spray R ribbon I.S.0. Spray R ribbon ( ) (Lim '9)
adhered 12-inch o.c. adhered 12-inch o.c. XR-S, TJ-R, or I.S.0. Spray :
R ribbon adhered 12-inch
UltraPly TPO XR o.c.; HA, PermaMop,
XR-BA, TJ-S, or JBSA
UltraPly TPO Membrane Adhesive V
1SO SECUROCK UltraPly TPO FA Membrane Adhesive IV 175
C-A-15 - Insulation Adhesive VI Insulation Adhesive VII xg_st’)t;r‘]_R,dr?r |§?2 Spfﬁy (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. rbbon aanered 1lz-inc :
UltraPly TPO XR o.c.; HA, PermaMop,
XR-BA, TJ-S, or JBSA
UltraPly TPO Membrane Adhesive I
UltraPly TPO FA Membrane Adhesive |
ISO ISO HD UltraPly TPO SA )
C-A-16 - Insulation Adhesive VI Insulation Adhesive VIII (HVHZ ONLY) Self-adhered (Li%‘r?OQ)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. XR-S, TJR, or .5.0. Spray '
UltraPly TPO XR R ribbon adhered 12-inch
0.c.; TJ-S or JBSA
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[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive V
Min. 1.5-inch ISO or ISO CG UltraPly TPO SA
C-A-17 - installed with Twin Jet or 1.S.0. Stick - (HVHZ ONLY) Self-adhered (Lli8m?'g)
applied in ribbons spaced 12-inch o.c XR-S or I.S.0. Spray R '
UltraPly TPO XR ribbon adhered 12-inch o.c.;
JBSA
Min. 0.5-inch ISO or Min. 1-inch ISO DensDeck installed with . .
C-A-18 : CG installed with 1.5.0. Stick 1.5.0. Stick applied in ribbons | UltraPly TPO or ) UltraPly Bonding Adhesive |~ -187.5
A . ) UltraPly TPO FA or JBSA (Lim. 9)
applied in ribbons spaced 12-inch o.c spaced 12-inch o.c
UltraPly TPO Membrane Adhesive I
ItraPly TPO FA M Adhesive |
Min. 0.5-inch ISO or Min. 1-inch ISO OPTIONAL UltraPly TPO embrane Adhesive
CA1LO ) CG installed with 1.S.0. Stick ISO HD installed with 1.5.0. | UitraPly TPO SA Self-adhered -187.5
applied in ribbons spaced Stick applied in ribbons (HVHZ ONLY) (Lim. 9)
12-inch o.c spaced12-inch o.c XR-S or I.S.0. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c;
JBSA
Min. 0.8-inch ISO or Min. 1-nch ISO |\ 7/16.inch 0SB installed | UltraPly TPO Membrane Adhesive II -187.5
CG installed with 1.S.0. Stick ; . o (Lim. 9;
C-A-20 - applied in ribbons spaced with 1.S.0. Stick applied in ] Non-
12-inch 0.c ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive | HVHZ)
UltraPly TPO Membrane Adhesive I
UltraPly TPO FA Membrane Adhesive |
ISO ISO HD UltraPly TPO SA .
C-A-21 - Insulation Adhesive VI Insulation Adhesive 111 ribbon (HVHZ ONLY) Self-adhered (Li%r?sg)
ribbon adhered 12-inch o.c. adhered 12-inch o.c. XR-S or I.S.0. Spray R '
UltraPly TPO XR ribbon adhered 12-inch o.c.;
JBSA
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. 0.5-inch ISO installed with Twin SECUROCK installed with UltraPly TPO SA 195
C-A-22 - Jet applied in ribbons Twin Jet applied in ribbons (HVHZ ONLY) Self-adhered Lim. 9)
spaced 12-inch o.c. spaced 12-inch o.c. YR-S ribbon adhered 12- '
UltraPly TPO XR inch o.c.; PermaMop; JBSA
or TJ-S
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quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA Self-adhered
C-A-23 i Min. 1.5-inch 1SO; Twin Jet DensDeck Prime; Twin Jet (HVHZ ONLY) efi-adnhere -195
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. XR-S or I.5.0. Spray R (Lim. 9)
ribbon adhered 12-inch o.c.;
UltraPly TPO XR HA; PermaMop; XR-BA,
JBSA,or TJ-S
UltraPly TPO or .
s UltraPly TPO FA Membrane Adhesive | 205
UltraPly TPO SA Self-adhered (Lim. 9)
(HVHZ ONLY)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
; ; . DensDeck Prime; I.S.O. UltraPly TPO SA
N ) Min. 1.5-inch ISO; 1.S.0. Spray R . i Self-adhered -205
C-A-25 ribbon adhered 12-inch o.c. Spray R ”.bbﬂn adhered 12 (HVHZ ONLY) (Lim. 9)
Inch o.c. XR-S or 1.S.0. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c.;
HA; PermaMop; XR-BA
UltraPly TPO Membrane Adhesive V
i i L UltraPly TPO FA Membrane Adhesive IV
Taperecli Issg |2fitca|1(lled with DensDeck Prime installed | Iy d 205
C-A-26 V-Force applied in .rib.bons spaced with 1.S.0. Stick applied in U g?/':_é -ST\I(I)_?A Self-adhered (Lim. 9)
12-inch o.c ribbons spaced 12-inch o.c. ( ) '
} e XR-S or I.S.0. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c.
Min. 0.5-inch ISO or Min. 1-inch ISO | Min 0.5-inch ISO HD installed
C-A-27 Az,ljc?]%fgsﬁe?ﬁe CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied bJIIttr;aPPIIy_;'PPg g/i Membrane Adhesive | (L-if'r1259)
applied in ribbons spaced 12-inch o.c | in ribbons spaced 12-inch o.c y '
UltraPly TPO Membrane Adhesive V
Min. 0.5-inch ISO: Vi Linch S0 SII::ZEII; -::Eg gﬁ Membrane Adhesive IV
OPTIONAL 1.S.0. Twin Pack Insulation - - Self-adhered -240
C-A-28 V-Force Adhesive, 1.S.0. Stick, or Twin Jet I'i&ﬁéi?l;gn-rcvxg iet (HVHZ ONLY) (Lim. 9)
applied in ribbons spaced12-inch o.c. e XR-S or I.S.0. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c.;
or JBSA
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



8 CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with All Layers Adhered over Concrete Deck (New or Existing)

Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
OPTIONAL Min. 0.5-inch ISO or Min. 1-inch ISO DensDeck installed with . .
C-A-29 APP 80 Glass Base CG installed with I.S.0. Twin Pack 1.S.0. Twin Pack applied in LLJJIIttr;aPPIIy_I'_I'PPg IS; UltraPly B;(;rg(grégAAdheswe (-L2i§17.g)
torched adhered applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c y '
OPTIONAL Min. 0.5-inch ISO or Min. 1-inch ISO OPTIONAL UltraPly TPO Membrane Adhesive V
; A ) DensDeck Prime installed -247.5
C-A-30 APP 80 Glass Base CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied (Lim. 9)
torched adhered applied in ribbons spaced 12-inch o.c in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV
. . . . OPTIONAL
Min. 0.5-inch ISO or Min. 1-inch ISO s
APP 80 Glass Base . ) ) DensDeck Prime installed UltraPly TPO SA -247.5
C-A3L torched adhered CG installed with I.S.0. Twin Pack | i) 55 “Twin pack applied (HVHZ ONLY) Self-adhered (Lim. 9)
applied in ribbons spaced 12-incho.c | . . .
in ribbons spaced 12-inch o.c
Min. 0.5-inch ISO or Min. 1-inch1s0 | ., _  OPTIONAL UltraPly TPO Membrane Adhesive II -247.5
: . ) Min. 7/16-inch OSB installed (Lim. 9;
C-A-32 - CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied ] Non-
applied in ribbons spaced 12-inch o.c in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive | HVHZ)
UltraPly TPO Membrane Adhesive V
v Force%f-]l:l(z)’;ﬁ\/l_of Ply IV UltraPly TPO FA Membrane Adhesive IV
|
80 Glass Base, SBS Glass in ribbonsé a-\céd 12-inch o.c ( ) (Lim. 9)
FR Torch, or SBS Poly P e XR-S or I.S.0. Spray R
Torch Base torch adhered UltraPly TPO XR ribbon adhered 12-inch o.c.
or JBSA
UltraPly TPO Membrane Adhesive V
Min. 1.5-inch ISO: OPTIONAL UltraPly TPO FA Membrane Adhesive IV
C-A34 OPTIONAL 1.S.0. Twin Pack Insulation Adhesive Min. 1-inch ISO; UltraPly TPO SA Self-adhered -255
V-Force or 1.S.0. Stick applied in ribbons 1.S.0. Stick adhered (HVHZ ONLY) (Lim. 9)
spaced12-inch o.c. 12-inch o.c. XR-S or I.S.0. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c.;
or JBSA
UltraPly TPO Membrane Adhesive Il
UltraPly TPO FA Membrane Adhesive |
Tapered ISO installed with ISO HD installed with 1.S.0. UltraPly TPO SA 2625
C-A-35 V-Force 1.S.0. Stick applied in ribbons Stick applied in ribbons (HVHZ ONLY) Self-adhered (Lim '9)
spaced 12-inch o.c. spacedl12-inch o.c. XR-S or I.S.0. Spray R '
UltraPly TPO XR ribbon adhered 12-inch o.c.
or JBSA
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Assemblies with All Layers Adhered over Concrete Deck (New or Existing)

Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
OPTIONAL UltraPly TPO Membrane Adhesive I
V-Force or .
1-2 ply of Ply IV or VI Min. 0.5-inch ISO installed with Isigsgﬁezrvafhnfgeékfvviwe
in hot asphalt or I.S.0. Twin Pack or I.S.0. Spray R e UltraPly TPO FA Membrane Adhesive | -262.5
C-A-36 TR Pack or 1.S.0. Spray R :
APP 80 Glass Base, applied in ribbons spaced s (Lim. 9)
: applied in ribbons spaced 12-
SBS Glass FR Torch, or 12-inch o.c. .
inch o.c UItraPIy TPO SA
SBS POly Torch Base (HVHZ ONLY) Self-adhered
torch adhered UltraPly TPO XR XR-S or I.S.0. Spray R
y ribbon adhered 12-inch o.c.
Min. 0.5-inch ISO installed with Min 0.5-inch ISO HD installed UltraPly TPO Membrane Adhesive I B
C-A-37 Azﬁcizfzsﬁe?ea;e 1.S.0. Twin Pack applied in ribbons with 1.S.0. Twin Pack applied - (L2ir7n7.g)
spaced 12-inch o.c in ribbons spaced 12-inch o.c | UltraPly TPO FA Membrane Adhesive | :
. . . . OPTIONAL . .
APP 80 Glass Base Min. 1-|n_ch ISO CG |_nsta_1||e(_i with Min 0.5-inch ISO HD installed UltraPly TPO or Single Ply LVOC Bonding -277.5
C-A-38 1.S.0. Twin Pack applied in ribbons ) - . Adhesive or UltraPly :
torched adhered spaced 12-inch o.c with .S.0. Twin Pack applied UltraPly TPO FA Bonding Adhesive (Lim. 9)
P ’ in ribbons spaced 12-inch o.c 9
Min. 0.5-inch ISO or OPTIONAL
C-A-39 APP 80 Glass Base Min. 1-inch ISO CG Min 0.5-inch ISO HD installed | UltraPly TPO SA Self-adhered -277.5
torched adhered installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied (HVHZ ONLY) (Lim. 9)
applied in ribbons spaced 12-inch o.c | in ribbons spaced 12-inch o.c
ISO HD XR-S or I.S.0. Spray R 285
C-A-40 - - Insulation Adhesive Il ribbon UltraPly TPO XR ribbon adhered 12-inch o.c. (Lim. 9)
adhered12-inch o.c. or JBSA )
Min. 0.5-inch ISO or . . .
) - Min 0.5-inch ISO HD installed
Min. 1-inch ISO CG ) - . UltraPly TPO SA -300
C-A-41 - installed with 1.S.0. Twin Pack \_N|th I.S.0. Twin Pack_apphed (HVHZ ONLY) Self-adhered (Lim. 9)
R . in ribbons spaced 12-inch o.c
applied in ribbons spaced 12-inch o.c
Min. 0.5-inch ISO installed with
f o UltraPly TPO SA -337.5
C-A-42 - 1.S.0. Twin Pack applled in ribbons - (HVHZ ONLY) Self-adhered (Lim. 9)
spaced 12-inch o.c
UltraPly TPO Membrane Adhesive V
ISO SECUROCK UltraPly TPO FA Membrane Adhesive IV 3475
C-A-43 - Insulation Adhesive 1.S.0. Stick or .S.0. Spray R XR-S ribbon adhered 12- (Lim '9)
ribbon adhered 6-inch o.c. ribbon adhered 6-inch o.c. UltraPly TPO XR inch o.c.: XR-BA: '
PermaMop; HA
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Assemblies with All Layers Adhered over Concrete Deck (New or Existing)

Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
OPTIONAL . . . . . ) UltraPly TPO or UltraPly Bonding Adhesive
V-Force or 1-2 ply of Ply IV Min. 0.5-inch ISO installed with SECUROCK installed with UltraPly TPO FA or JBSA
C-A-dd or VI in hot asphalt or APP I.S.0. Twin Pack or I.S.0. Spray R 1.S.0. Twin Pack or I.S.0. -347.5
80 Glass Base, SBS Glass applied in ribbons spaced Spray R applied in ribbons XR-S ribbon adhered (Lim. 9)
FR Torch, or SBS Poly 12-inch o.c. spaced 12-inch o.c. UltraPly TPO XR - .
12-inch o.c.; PermaMop
Torch Base torch adhered
OPTIONAL DensDeck Prime; I.S.O. .
C-A-45 OPT\I/%NAL Min. 1-inch ISO; I.S.O. Spray R Spray R ribbon adhered 12- UltraPly TPO XR Le?dﬁérsezri)-/irilgl%bgn (L-isr"r?OQ)
ribbon adhered 12-inch o.c. inch o.c. e '
Min. 0.5-inch ISO or Min. 1-inch ISO | Min 0.5-inch ISO HD installed UltraPly TPO Membrane Adhesive I -360
C-A-46 - CG installed with I.S.0. Twin Pack with 1.S.0. Twin Pack applied - (Lim. 9)
applied in ribbons spaced 12-inch o.c | in ribbons spaced 12-inch o.c | UltraPly TPO FA Membrane Adhesive | .
UltraPly Bonding Adhesive,
. . . . UltraPly TPO : .
Min. 1-inch ISO CG installed with Ultrr:PI;/ PO ,f /L Single-Ply LVOC Bonding 360
C-A-47 - 1.S.0. Twin Pack applied in ribbons - Adhesive, or JBSA (Lim. 9)
spaced 12-inch o.c UltraPly TPO SA Self-adhered '
(HVHZ ONLY)
V-Force or 1-2 ply of Ply IV . . UltraPly TPO or . .
or VIin hot asphalt or APP | Min. 0.5-inch ISO installed with I.S.O. SECUROCK installed with UltraPly TPO FA UltraPly Bonding Adhesive
: . 1.S.0. Twin Pack or I.S.0. -400
C-A-48 80 Glass Base, SBS Glass | Twin Pack or .S.0. Spray R applied Spray R applied in ribbons ! (Lim. 9)
FR Torch, or SBS Poly in ribbons spaced 12-inch o.c. p syacecliopl)z-inch o.c UltraPly TPO XR XR-S ribbon adhered :
Torch Base torch adhered p e 12-inch o.c.; PermaMop
SECUROCK &gf;';’ﬁfg 2 | utraPly Bonding Adhesive 3
C-A-49 - I.S.0. Spray R - i (Lim. 9)
ribbon adhered 12-inch o.c. UltraPly TPO XR XR'S ribbon adhered 12- '
inch o.c.; PermaMop
SECUROCK )
C-A-50 - Insulation Adhesive - UltraPly TPO XR X?r'lfh”gtéqnpae?gg&% 12- (L}‘::'sg)
ribbon adhered12-inch o.c. T P '
1SO HD UltraPly TPO Membrane Adhesive I
C-A-51 - - Insulation Adhesive I S:Irag:y 1:38 22 Membrane Adhesive | (L-iérlrfsg)
ribbon adhered 12-inch o.c. raFly . '
(HVHZ ONLY) Self-adhered
X;F\;’Iricnehogttﬁpﬂ';’ltogfgp'g Min. 0.5-inch 1SO installed with SECUROCK installed with
AL I.S.0. Twin Pack or I.S.O. Spray R 1.S.0. Twin Pack or I.S.0. UltraPly TPO or . . -495
C-A-52 80 CGlass Base, SBS Glass applied in ribbons spaced Spray R applied in ribbons UltraPly TPO FA UltraPly Bonding Adhesive (Lim. 9)
FR Torch, or SBS Poly . )
12-inch o.c. spaced 12-inch o.c.
Torch Base torch adhered
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Sy’\it)em Vapor Barrier Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
SECUROCK
C-A-53 - Insulation Adhesive - LLJJIIttr;aPPIIy_I'_I'PPg IS; UltraPly Bonding Adhesive (L-iérlT?SQ)
ribbon adhered 12-inch o.c. y '
-502.5
C-A-54 - - - UltraPly TPO XR TJ-S (Lim. 9)
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
System Base Base Insulation Insu;;ct)irc))n or Top Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Insulation Attachment Attachment (psf)
Base Sheet
OPTIONAL Preliminarily 0.5-inch CD Fasteners & Insulation Plates UltraPly TPO Membrane Adhesive V (Li-r\?ﬁo 7.
C-AM-1 . Secured or secured DensDeck or HD Fasteners & Insulation Plates | UltraPly TPO FSA Self-adhered o
Insulation with top layer Prime secured 10 per 4 ft. x 8 ft. board ; Non-
play p . - UltraPly TPO FA Membrane Adhesive IV HVHZ)
Min. Preliminarily 0.5-inch CD Fasteners & Insulation Plates XReﬁh(c)arréc?loz.-iﬁgrqag CR_EE)A?O” (Li-r?wo 7
C-AM-2 0.5-inch Secured or secured DensDeck or HD Fasteners & Insulation Plates UltraPly TPO XR . U ioon s
Insulation with top layer Prime secured 10 per 4 ft. x 8 ft. board PermaMop; XR-BA; JBSA or Non-
' ' TJ-S HVHZ)
Preliminarily HD Fasteners & Plates or CD -37.5
C-AM-3 Min. 0.5-inch Secured or secured SBS PolyBase | Fasteners & Plates secured 12-inch UltraPly TPO XR ) 1.S.0. Spray R (Lim. 7;
ISO . L ” ribbon adhered 12-inch o.c. Non-
with top layer o.c. within the 3-3/8” welded lap
HVHZ)
L . . HD Fasteners & Plates or CD UltraPly TPO or . -37.5
OPTIONAL Preliminarily Min. 2-inch Fasteners & Plates secured UltraPly TPO FA Membrane Adhesive | (Lim. 7;
C-AM-4 Insulation Secured or secured ISO, ISO HD-C 12 per 4 ft. x 8 ft. board Non-
with top layer orISO CG (Alt. Pattern 2) UltraPly TPO FSA Self-adhered HVHZ)
CD Fasteners & Insulation Plates
Min. Preliminarily SI'\BAS S:SS:’Or or HD Fasteners & Insulation Plates (Li-r?ws 7
C-AM-5 0.5-inch Secured or Secured Channel secured 12-inch o.c. at the lap and UltraPly TPO XR HA or PermaMop Noﬁ- ’
Insulation with Top Layer . 12-inch o.c. in two staggered,
Venting Base : . HVHZ)
intermediate rows
CD Fasteners & Insulation Plates or
Min. Preliminarily SBS Base HD Fasteners & Insulation Plates Ribﬁ;ss cs)r gcsédo'lgﬁ);az zmd (Li-rlrl15 7
C-AM-6 0.5-inch Secured or Secured 3.4-inch side secured 12-inch o.c. at the lap and UltraPly TPO XR Sp T s
- ; - . located directly over the base Non-
Insulation with Top Layer laps 12-inch o.c. in two staggered,
. h sheet fastener rows HVHZ)
intermediate rows
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)

System Base Base Insulation ;ro_p Top Insulation or Base Sheet h MDP
No TreulET A T— Insulation or A — Membrane Membrane Attachment (psh)
’ Base Sheet
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA
Preliminarily CD Fasteners & Insulation Plates or (HVHZ ONLY) Self-adhered
OPTIONAL Secured or Secured SECUROCK HD Fasteners & Insulation Plates 45
C-AM-7 Insulation with Top Layer secured 18 per 4 ft. x 8 ft. board UraPly TPO FSA Seli-adhered (Lim. 7)
pLay perait. x ot XR-S, TJ-R, or .5.0. Spray R
ribbon adhered 12-inch o.c,;
UltraPly TPOXR | 1x" permaMop; XR-BA; JBSA
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV 45
Preliminarily Min. 0.5-inch CD Fasteners & Insulation Plates or | UltraPly TPO FSA Self-adhered N )
OPTIONAL . (Lim. 7;
C-AM-8 | . Secured or secured DensDeck HD Fasteners & Insulation Plates } }
-AM- nsulation . ; XR-S, TJ-R, or I.S.O. Spray R Non-
with top layer Prime secured 12 per 4 ft. x 8 ft. board ribbon adhered 12-inch o.c.: HVHZ)
UltraPly TPO XR | 112 permaMop; XR-BA; JBSA
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV 45
im. 7
C-AM-9 Insulation . SECUROCK XR-S, TJ-R, or .S.O. Spray R Non-
with top layer secured 8 per 4 ft. x 8 ft. board ribbon adhered 12-inch o.c.: HVHZ)
UltraPly TPO XR | 1 14. permaMop; XR-BA; JBSA
or TJ-S
UltraPly TPO Membrane Adhesive V
iminari . . i UltraPly TPO FA Membrane Adhesive IV
OPTIONAL Preliminarily Min. 2-inch CD Fasteners & Insulatlo_n Plates or y .45
C-AM-10 . Secured or Secured HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
Insulation . ISO (Lim. 7)
with Top Layer secured 12 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
CD Fasteners & . . UltraPly TPO Membrane Adhesive V
Min. 1.5-inch -
Plates or 1SO or UltraPly TPO FA Membrane Adhesive IV 45
DensDeck HD Fa_steners & Tapered ISO 1.S.0. Stick or Twin Jet applied in UltraPly TPO FSA Self-adhered (Lim. 7;
C-AM-11 Prim Insulation Plates ith 1SO HD or ibbon d 12-inch Non-
ime secured WID ) ko ibbons space -inch o.c. XR-S, TJR, or I.S.0. Spray R Non
8 per 4 ft x 8 ft board elgs. ec UltraPly TPO XR ribbon adhered 12-inch o.c,; )
followed by V-Force rime JBSA or TJ-S
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
' C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
System Base Base Insulation To_p Top Insulation or Base Sheet MDP
No Insulation Attachment Insulation or Attachment Membrane Membrane Attachment (psf)
’ Base Sheet
. UltraPly TPO or UltraPly Bonding Adhesive or
Preliminarily CD Fasteners & Insulation Plates or | yjtraPly TPO FA JBSA
C-AM-12 OPTIONAL Secured or Secured Min. 1-inch HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered -.52'5
Insulation with Top Layer ISO CG secured 20 per 4 ft. x 8 ft. board lraPly TPO SA (Lim. 7)
Alt. Pattern traPly :
( ) (HVHZ ONLY) Self-adhered
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Preliminarily CD Fasteners & Insulation Plates or | UltraPly TPO FSA Self-adhered )
C-AM-13 ?EJJSE&L Secured or secured De;r'?ragck HD Fasteners & Insulation Plates UltraPly TPO SA (Li5ni'57)
with top layer secured 18 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered :
XR-BA, PermaMop; HA;
UltraPly TPO XR or TJ-S
o ) UIItraPIIy TPOO or Membrane Adhesive IV
C-AM-14 OPTIONAL Preliminarily Min. 1.5-inch CD Fasteners & Insulation Plates or | UltraPly TPO FA -60
) Secured or Secured ‘e HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
Insulation . ISO (Lim. 7)
with Top Layer secured 18 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
iminari i UltraPly TPO FSA Self-adhered -
OPTIONAL Preliminarily Min. 0.5-inch CD Fasteners & Insulatlo_n Plates or raPly eli-adnere -60
C-AM-15 Insulation Secured or Secured SECUROCK HD Fasteners & Insulation Plates UltraPly TPO SA f-adh (Lim. 7)
with Top Layer secured 18 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
CD Fasteners & UltraPly TPO or UltraPly Bonding Adhesive or
Insulation Plates or UltraPly TPO FA JBSA
Min. HD Fasteners & . . . .
! . Min. 1.5-inch Insulation Adhesive VII UltraPly TPO FSA Self-adhered -60
C-AM-16 1.5-inch Insulation Plates ISO HD-C Ribbons spaced 12-inch o.c (Lim. 7)
ISO secured UltraPly TPO SA
18 per 4 ft. x 8 ft. (HVHZ ONLY) Self-adhered
board
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
System Base Base Insulation ;ro_p Top Insulation or Base Sheet h MDP
No TreulET A T— Insulation or A — Membrane Membrane Attachment (psh)
’ Base Sheet
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
OPTIONAL Preliminarily Min. 0.5-inch CD Fasteners & Insulation Plates or UltraPly TPO FSA Self-adhered 60
C-AM-17 Insulation Secured or secured SECUROCK HD Fasteners & Insulation Plates UltraPly TPO SA wLim. 7)
with top layer secured 15 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered :
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
UltraPly TPO Membrane Adhesive V
CD FEasteners & UltraPly TPO FA Membrane Adhesive IV
Insulation Plates or Min. 0.5-inch UltraPly TPO FSA Self-adhered
Min. 2-inch ISO HD Fasteners & ISO or ISO CG Insulation Adhesive VI UltraPly TPO SA -60
C-AM-18 or ISO CG Insulation Plates followed by Ribbons spaced 6-inch o.c. (HVHZ ONLY) Self-adhered (Lim. 7)
f?f‘)’(rgdﬂlﬁop;z ISO HD XR-S, TI-R, or 1.S.0. Spray R
' ' UltraPly TPO XR ribbon adhered 12-inch o.c,;
JBSA or TJ-S
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
OPTIONAL Preliminarily Min. 0.5inch | CP Fasteners & Insulation Plates or UltraPly TPO FSA Self-adhered 625
C-AM-19 Insulation Secured or secured SECUROCK HD Fasteners & Insulation Plates UltraPly TPO SA (Lim. 9)
with top layer secured 8 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered :
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
UltraPly TPO Membrane Adhesive V
CD Easteners & UltraPly TPO FA Membrane Adhesive IV
Insulation Plates or UltraPly TPO FSA Self-adhered
Min. 2-inch ISO HD Fasteners & ISO HD Insulation Adhesive VI UltraPly TPO SA -67.5
C-AM-20 or ISO CG Insulation Plates Ribbons spaced 6-inch o.c. (HVHZ ONLY) Self-adhered (Lim. 7)
fff‘)’(rgdﬁlﬁopaerz XR-S, TI-R, or 1.S.0. Spray R
' ' UltraPly TPO XR ribbon adhered 12-inch o.c;
JBSA or TJ-S
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
System Base Base Insulation ;ro_p Top Insulation or Base Sheet h MDP
No TreulET A T— Insulation or A — Membrane Membrane Attachment (psh)
’ Base Sheet
UltraPly TPO or .
CD Fasteners & UltraPly TPO FA Membrane Adhesive IV
i 2-inch '”ﬁga;'oﬂ P'ates&or sulation Adhesive Vil UltraPly TPO FSA Self-adhered 675
in. 2-inc asteners nsulation esive .
C-AM-21 ISO Insulation Plates SECUROCK Ribbons spaced 6-inch o.c. Ullt_:\a/ﬂg -(I-)I?\IOI_EA Self-adhered (Lim. 7)
secured 18 per ( )
4 ft. x 8 ft. board UltraPly TPO XR XR-BA, PerTrg?SMop, HA; or
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
iminari i UltraPly TPO FSA Self-adhered
OPTIONAL Preliminarily Min. 0.5-inch CD Fasteners & Insulatlo_n Plates or raPly elr-adnere 675
C-AM-22 Insulation Secured or secured SECUROCK HD Fasteners & Insulation Plates UltraPly TPO SA f-adh wLim. 7)
with top layer secured 20 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered :
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
UltraPly TPO or UltraPly Bonding Adhesive or
iminari i UltraPly TPO FA JBSA
OPTIONAL Preliminarily Min. 1.5-inch CD Fasteners & Insulathn Plates or y 675
C-AM-23 Insulation Secured or secured ISO HD-C HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered Lim. 7)
with top layer secured 15 per 4 ft. x 8 ft. board UltraPly TPO SA '
(HVHZ ONLY) Self-adhered
UltraPly TPO Membrane Adhesive lll
Single-Ply LVOC Bonding
UltraPly TPO FA Adhesive or Single-Ply LVOC
OPTIONAL Preliminarily Min. 0.5-inch | CD Fasteners & Insulation Plates or Bonding Adhesive 1168 675
. Secured or secured DensDeck HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
C-AM-24 Insulation . . (Lim. 7)
with top layer Prime secured 18 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
XR-S, TJ-R, ribbon adhered
UltraPly TPO XR 4-inch o.c.; JBSA or TJ-S
UltraPly TPO or UltraPly Bonding Adhesive or
Preliminarily . . CD Fasteners & Insulation Plates or |_UltraPly TPO FA JBSA
C-AM-25 OPTIONAL Secured or secured Min. 1.5-inch HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .'75
Insulation . ISO HD-C (Lim. 7)
with top layer secured 18 per 4 ft. x 8 ft. board UltraPly TPO SA it-adhered
(HVHZ ONLY) Self-adhere
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CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)

System Base Base Insulation ;ro_p Top Insulation or Base Sheet h MDP
No TreulET A T— Insulation or A — Membrane Membrane Attachment (psh)
’ Base Sheet
L . UltraPly TPO or Membrane Adhesive IV
OPTIONAL Preliminarily Min. 2-inch CD Fasteners & Insulation Plates or | UltraPly TPO FA 75
C-AM-26 . Secured or Secured ’ HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
Insulation . ISO (Lim. 7)
with Top Layer secured 20 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
UltraPly TPO Membrane Adhesive lll
Single-Ply LVOC Bonding
UltraPly TPO FA Adhesive or Single-Ply LVOC
OPTIONAL Preliminarily Min. 0.5-inch | CD Fasteners & Insulation Plates or Bonding Adhesive 1168 75
. Secured or secured DensDeck HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
C-AM-27 Insulation ; . (Lim. 7)
with top layer Prime secured 20 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
XR-S, TJ-R, ribbon adhered
ultraPly TPO XR 4inch o.c.; or TJ-S
CD Fasteners &
Insulation Plates or .
. . I.S.0. Stick, 1.S.0. Spray R, |.S.0. .
Min. 2-inch HD Fasteners & : | - N XR-S, TJ-R, ribbon adhered 6- -82.5
C-AM-28 1SO Insulation Plates ISO HD Twin Pack, or TWIH Jet ribbon UltraPly TPO XR inch o.c.: or TJ-S (Lim. 7)
adhered 6-inch o.c.
secured 20 per 4 ft.
x 8 ft. board
o ) llJJIItraPPIIy%I'IID’g[g;\ Membrane Adhesive IV
OPTIONAL Preliminarily Min. 0.5-inch CD Fasteners & Insulation Plates or traPly 825
C-AM-29 Insulation Secured or Secured SE(':U'ROCK HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered (Lim. 7
with Top Layer secured 18 per 4 ft. x 8 ft. board UltraPly TPO SA '
(HVHZ ONLY) Self-adhered
L . UltraPly TPO or Membrane Adhesive |
OPTIONAL Preliminarily Min. 15:inch | CD Fasteners & Insulation Plates or UltraPly TPO FA 90
C-AM-30 . Secured or Secured e HD Fasteners & Insulation Plates UltraPly TPO FSA Self-adhered .
Insulation . ISO (Lim. 7)
with Top Layer secured 24 per 4 ft. x 8 ft. board UltraPly TPO SA tt-adhered
(HVHZ ONLY) Self-adnere
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New or Existing)
s Vapor lati MDP
YT Barrier B Sese InsLletiar ue Top Insulation Attachment | Membrane Membrane Attachment
No. Insulation Attachment Insulation (psf)
Preliminarily UltraPly TPO Attached in-lap 12-inch o.c. -30
C-M-1 ) OPTIONAL Secured or OPTIONAL Preliminarily Secured (120->i/nch with HD Fasteners & Plates; (Lim. 7;
Insulation Secured with Top Cover Board y - Side laps spaced 114-inch Non-
wide)
Layer 0.C. HVHZ)
VaV(-J'rZOBr;rerier Preliminarily Min. 2-inch HD Fasteners & Insulation UltraPly TPO Attached in-lap 12-inch o.c. -37.5
p OPTIONAL Secured or ISO, ISO CG Y with HD Fasteners & Plates; | (Lim. 7;
C-M-2 Membrane . . Plates secured 6 per 4-ft x (148-inch ; .
h Insulation secured with top or ISOGARD - Side laps spaced 142-inch Non-
installed as laver HD Composite 8-ft board wide) 0.0 HVHZ)
Air Barrier Y p "
Lo . . Attached in-lap 12-inch o.c.
. . -37.
cMa ) Min. 1.5-inch Setured of OPTIONAL breliminarily Secured Ul\l/tl;gP(Isyo'lr'Tl;”O With HD Pasteners & Plates (Lism.57;
Insulation secured with top Cover Board y (120-inch . Y Non-
. Side laps spaced 114-inch
layer wide) 0.0 HVHZ)
UltraPly QuickSeam R.M.A
Preliminarily Strip attached 72-inch o.c. -37.5
Min. 1.5-inch Secured or OPTIONAL Lo and secured with Polymer (Lim. 7;
C-M-4 ) Insulation secured with top Cover Board Preliminarily Secured UltraPly TPO | gatten Strip and Heavy-Duty Non-
layer fasteners spaced 12-inch o.c. HVHZ)
along the batten
UltraPly QuickSeam R.M.A
Preliminarily Strip attached 114-inch o.c. -37.5
Min. 1.5-inch Secured or OPTIONAL L and secured with HD (Lim. 7;
C-M-5 ) Insulation secured with top Cover Board Preliminarily Secured UltraPly TPO Fasteners & Plates or CD Non-
layer Fasteners & Plates spaced HVHZ)
12-inch o.c.
Preliminarily UltraPly TPO Attached in-lap 24-inch o.c. -45
C-M-6 ) Min. 1.5-inch Secured or OPTIONAL Preliminarily Secured (48—i)r/1ch with HD Fasteners & Plates (Lim. 7;
Insulation secured with top Cover Board Y wide) or CD Fasteners & Plates; Non-
layer Fastener rows 42-inch o.c. HVHZ)
UltraPly QuickSeam R.M.A
Preliminarily Strip attached 48-inch o.c. -45
Min. 1.5-inch Secured or OPTIONAL Lo and secured with HD (Lim. 7;
C-M-7 ) Insulation secured with top Cover Board Preliminarily Secured UltraPly TPO Fasteners & Plates or CD Non-
layer Fasteners & Plates spaced HVHZ)
24-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New or Existing)
. Vapor B B Insulati T MDP
YT Barrier ase Lo [Etlewoly op Top Insulation Attachment | Membrane Membrane Attachment
No. Insulation Attachment Insulation (psf)
UltraPly QuickSeam R.M.A
Preliminarily Strip attached 48-inch o.c. -45
Min. 1.5-inch Secured or OPTIONAL Lo and secured with Polymer (Lim. 7;
c-M-8 ) Insulation secured with top Cover Board Preliminarily Secured UltraPly TPO | gatten Strip and Heavy-Duty Non-
layer fasteners spaced 24-inch o.c. HVHZ)
along the batten
Attached in-lap 12-inch o.c.
with HD Fasteners & Plates
or CD Fasteners & Plates;
Preliminarily Fastener rows spaced 114-
. . UltraPly TPO | inch o.c.; UltraPly QuickSeam
Min. 1.5-inch Secured or OPTIONAL Lo ! - -45
C-M-9 - Insulation secured with top Cover Board Preliminarily Secured (12(_)(;|nch R’I.M.A Strcljpbattached y (Lim. 7)
layer wide) evenly spaced between side
laps and secured with
Polymer Batten Strip and
Heavy-Duty fasteners spaced
12-inch o.c. along the batten
UltraPly QuickSeam R.M.A
Preliminarily Strip attached 72-inch o.c.
Min. 1.5-inch Secured or OPTIONAL Lo and secured with HD -45
C-M-10 ) Insulation secured with top Cover Board Preliminarily Secured UltraPly TPO Fasteners & Plates or CD (Lim. 7)
layer Fasteners & Plates spaced
12-inch o.c.
V-Force. Preliminarily Min. 3-inch HD Fasteners & Insulation Attached in-lap 12-inch o.c.
Vapor Barrier ISO, ISO CG UltraPly TPO . .
OPTIONAL Secured or Plates fasteners secured 8 f with HD Fasteners & Plates; -45
C-M-11 Membrane . . or ISOGARD (120-inch ; . )
h Insulation Secured with Top per : Side laps spaced 114-inch (Lim. 7)
installed as Laver HD 4-ft x 8-ft board wide) 0.0
Air Barrier Y Composite "
DensDeck
Prime loose-
laid with V- Preliminarily Min. 2-inch CD Fasteners & Insulation . .
Force Vapor OPTIONAL Secured or ISO, ISO CG Plates or HD Fasteners & UItraPIy TPO A_ttached in-lap 12-inch O'C', -45
C-M-12 . . : h (120-inch with HD Fasteners & Plates; )
Barrier Insulation Secured with Top or ISOGARD Insulation Plates secured wide) Fastener rows 114-inch o.c (Lim. 7)
Membrane Layer HD Composite min. 8 per 4-ft x 8-ft board e
installed as
Air Barrier
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New or Existing)
S vapor B B Insulati T MDP
YT Barrier ase Lo [Etlewoly op Top Insulation Attachment | Membrane Membrane Attachment
No. Insulation Attachment Insulation (psf)
V-Force
Vapor Barrier
Membrane Preliminarily Min. 3-inch HD Fasteners & Insulation UltraPlv TPO Attached in-lap 12-inch o.c.
C-M-13 installed as OPTIONAL Secured or ISO 95-GL, Plates fasteners secured 8 (120->i/nch with HD Fasteners & Plates; -52.5
Air Barrier Insulation secured with top ISO CG, or per wide) Side laps spaced 114-inch (Lim. 7)
adhered over layer ISO HD-C 4 ft. x 8 ft. board o.c.
loose-laid
SECUROCK
Preliminarily . .
Min. 1.5-inch Secured or OPTIONAL o UItraPIy TPO Attached in-lap 6-inch o.c. . 525
C-M-14 - . . Preliminarily Secured (148-inch with HD Fasteners & Plates; :
Insulation Secured with Top Cover Board - ; (Lim. 7)
wide) Fastener rows 142-inch o.c.
Layer
Preliminarily UltraPly TPO Attached in-lap 6-inch o.c.
. Secured or OPTIONAL Lo : . . -52.5
C-M-15 - Insulation secured with to Cover Board Preliminarily Secured (96-inch with HD Fasteners & Plates; (Lim. 7)
layer P wide) Fastener rows 90-inch o.c. '
CMA16 ) Min. 0.5-inch Psrgmgg rollel OPTIONAL Preliminarily Secured U'g;%gﬁ’ﬂlﬁo vﬁtt;aﬂglcigtgr?eigcglgiceé -52.5
Insulation secured with top Cover Board y : or CD Fasteners & Plates; (Lim. 7)
wide) ;
layer Fastener rows 114-inch o.c.
Min Preliminarily Min. 60 mil Attached in-lap 12-inch o.c.
C-M-17 ) 1 5-inch Secured or OPTIONAL Preliminarily Secured UltraPly TPO with HD Fasteners & Plates -52.5
: : secured with top Cover Board Y (60-inch or CD Fasteners & Plates; (Lim. 7)
Insulation . ;
layer wide) Fastener rows 54-inch o.c.
Attached in-lap 6-inch o.c.
CM8 ] vin.05inch | Secures o OPTIONAL breliminarily Secured U't(rgg_ y PO VﬁﬁthDpiifJﬁQfs'Z&pgf‘é?f 60
Insulation secured with top Cover Board Y wide) Fastener rows 89-inch o.c.; (Lim. 7)
layer
7-inch wide side laps
Preliminarily Min. 60 mil Attached in-lap 6-inch o.c.
C-M-19 ) Min. 0.5-inch Secured or OPTIONAL Preliminarily Secured UltraPly TPO with HD Fasteners & Plates -60
Insulation secured with top Cover Board Y (120-inch or CD Fasteners & Plates; (Lim. 7)
layer wide) Fastener rows 114-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New or Existing)
S vapor lati MDP
ystem Barrier Base Base Insulation Top Top Insulation Attachment | Membrane Membrane Attachment
No. Insulation Attachment Insulation (psf)
. CD Fasteners &
6 mil Insulation Plates
polyethylene or HD Fasteners UltraPlv TPO Attached in-lap 6-inch o.c. HD
sheet; 6-inch Min. 2-inch : OPTIONAL Lo Y Fasteners & Plates or CD -67.5
C-M-20 A . & Insulation Preliminarily Secured (96-inch i h
wide laps Insulation Cover Board . Fasteners & Plates; Fastener (Lim. 7)
. Plates secured 8 wide) )
sealed with rows 89-inch o.c.
duct tape per 4 ft. x 8 ft.
board
Attached in-lap 6-inch o.c.
L with Heavy-Duty Fasteners
. . Preliminarily UltraPly TPO and Coiled Metal Batten Bar;
Min. 0.5-inch Secured or OPTIONAL Lo 4 : ; -75
C-M-21 - Insulation secured with to Cover Board Preliminarily Secured (120-inch Fastener rows 114-inch o.c.; wim. 7)
P wide) Min. 5-inch wide heat weld '
layer .
encapsulating batten and
fasteners
Heavy Duty Fasteners and
Preliminarily 0.75" Polymer Batten Strips
. . UltraPly TPO centered in-lap and fastened )
C-M-22 - Mllg.sjlg)t-ig]r?h Sejﬁggﬁi# [I'o ((I)c: l?/-tle-lr%'\(l)grl_d Preliminarily Secured (74-inch 6-inch o.c.; Fastener rows (Li8n21.57)
P wide) 68-inch o.c.; Min. 5-inch wide '
Layer )
heat weld encapsulating
plates and fasteners
(2) layers of . .
L Min. 3-inch ; i
V-Force Preliminarily . Attached in-lap 12-inch o.c.
C-M-23 Vapor Barrier OPTIONAL Secured or IOSr(I)S(I)SGO Agg Pﬁ?egasztsgrirjg( Igfliljaélgng_ Ul(t;izl}i/nzlso with HD Fasteners & Plates; -82.5
Membrane Insulation Secured with Top p - Side laps spaced 142-inch (Lim. 7)
. HD ft board wide)
installed as Layer c . o.c.
- ! omposite
Air Barrier
Induction Welded Assemblies over Concrete Deck (New or Existing)
S Vappr Base Base Insulation TOD. Top Insulation Attachment Membrane | Membrane Attachment MDP
No. Barrier Insulation Attachment Insulation (psf)
Preliminarily Inws%velé:ir-?1 ;?S)Eesnzdggaarégte of 375
Min. 1.5-inch Secured OPTIONAL P : RO Induction welded to (Lim. 7
C-W-1 - . . Plate pattern offset 12-inches UltraPly TPO o
Insulation or secured with top Cover Board . Invisiweld-S plates Non-
from each adjacent row of
layer . ; HVHZ)
insulation boards
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Concrete Deck (New or Existing)
System Vappr Basg Base Insulation Top_ Top Insulation Attachment Membrane | Membrane Attachment BT
No. Barrier Insulation Attachment Insulation (psf)
Preliminarily -37.5
C-W-2 ) Min. 1.5-inch Secured OPTIONAL Invisiweld-S Il fastened UltraPlv TPO Induction welded to (Lim. 7
Insulation or secured with top Cover Board 12-inch o.c. in rows 5-ft o.c. Y Invisiweld-S plates Non-
layer HVHZ)
Preliminarily Invisiweld-S fastened at a rate of
Min. 1.5-inch Secured OPTIONAL 8 per 4 ft. x 8 ft. board, Induction welded to 45
C-W-3 - . . Plate pattern offset 12-inches UltraPly TPO - )
Insulation or secured with top Cover Board i h adi f Invisiweld-S plates (Lim. 7)
layer rom each adjacent row o
insulation boards
Preliminarily - -45
Min. 1.5-inch Secured OPTIONAL Invisiweld-S II fastenedzat_ arate Induction welded to (Lim. 7,
C-W-4 - . - of 1 fastener per 6 ft° in a UltraPly TPO o
Insulation or secured with top Cover Board . Invisiweld-S plates Non-
staggered, 2 ft x 3 ft grid
layer HVHZ)
Preliminarily InvisiWeld fastened at a rate of 45
. . 6 per 4 ft. x 8 ft. board; . . )
Min. 1.5-inch Secured OPTIONAL - Induction welded to (Lim. 7;
C-W-5 - . . Plate pattern offset 12-inches UltraPly TPO g
Insulation or secured with top Cover Board i h adi f InvisiWeld plates Non-
layer rom each adjacent row o HVHZ)
insulation boards
Preliminarily
. Secured OPTIONAL Invisiweld fastened at a rate of Induction welded to -45
C-w-6 ) Insulation or secured with top Cover Board 8 per 4 ft. x 8 ft. board UltraPly TPO Invisiweld plates (Lim. 7)
layer
V-Force
Vapor Preliminaril Min. 2.5-inch
C-W-7 Barrier OPTIONAL Secured or sec>l/1red ISO 95-GL, InvisiWeld fastened at a rate of UltraPly TPO Induction welded to -52.5
Membrane Insulation with top laver ISO CG or 8 per 4 ft. x 8 ft. board Y Invisiweld plates (Lim. 7)
installed as play ISO HD-C
Air Barrier
V-Force
Vapor
Barrier
Membrane Preliminarily Min. 2.5-inch
installed as OPTIONAL ISO 95-GL, InvisiWeld fastened at a rate of Induction welded to -52.5
c-w-8 Air Barrier Insulation Sem;ﬁci(:)r Isée(;urred ISO CG or 8 per 4 ft. x 8 ft. board UltraPly TPO InvisiWeld plates (Lim. 7)
adhered play ISO HD-C
over loose-
laid
SECUROCK
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Concrete Deck (New or Existing)
S Vappr Basg EREE sl Eilen Top_ Top Insulation Attachment Membrane | Membrane Attachment MDP
No. Barrier Insulation Attachment Insulation (psf)
Preliminarily InvisiWeld fastened at a rate of
Min. 1.5-inch Secured OPTIONAL 8perdift x8it boayd, Induction welded to -60
C-W-9 - . - Plate pattern offset 12-inches UltraPly TPO S .
Insulation or secured with top Cover Board . InvisiWeld plates (Lim. 7)
| from each adjacent row of
ayer . -
insulation boards
Preliminarily .
Min. 1.5-inch Secured OPTIONAL Invisiweld-S Il fastened zat arate Induction welded to -60
C-w-10 - . . of 1 fastener per 4 ft“in a UltraPly TPO - )
Insulation or secured with top Cover Board f ft ari Invisiweld-S plates (Lim. 7)
layer staggered 2 ft x 2 ft grid
Preliminarily
C-W-11 ) Min. 1-inch Secured OPTIONAL Invisiweld fastened 6-inch o.c. in UltraPly TPO Induction welded to -60
Insulation or secured with top Cover Board rows 144-inch o.c. Y InvisiWeld plates (Lim. 7)
layer
Preliminarily Invisiweld-S fastened at a rate of
Min. 1.5-inch Secured OPTIONAL 10per4 it x 8 ft. board; Induction welded to 75
C-W-12 - . . Plate pattern offset 12-inches UltraPly TPO - )
Insulation or secured with top Cover Board i h adi f Invisiweld-S plates (Lim. 7)
layer rom each adjacent row o
insulation boards
Preliminarily InvisiWeld fastened at a rate of
C-W-13 ) Min. 1.5-inch Secured OPTIONAL Plajé g::t:r:.o);fgg:.lbzo-?nrgﬁes UltraPly TPO Induction welded to -75
Insulation or seculred with top Cover Board from each adjacent row of InvisiWeld plates (Lim. 7)
ayer . -
insulation boards
Preliminarily -
Min. 0.5-inch Secured oPTIONAL | 'Mvisiweld fastened at a rate of Induction welded to 75
C-w-14 - . . 12 per 4 ft. x 8 ft. board UltraPly TPO g )
Insulation or secured with top Cover Board Invisiweld plates (Lim. 7)
(Alt. Pattern)
layer
Preliminarily .
Min. 1.5-inch Secured OPTIONAL Invisiweld-S Il fastened ?t a rate Induction welded to -82.5
C-w-15 ) Insulation or secured with to Cover Board of 1 fastener per 3-ft in a UltraPly TPO Invisiweld-S plates (Lim. 7)
layer P staggered 1.5 ft x 2 ft grid P '
Preliminarily
Min. 1-inch Secured OPTIONAL InvisiWeld fastened 6-inch o.c. in Induction welded to -60
C-w-16 ) Insulation or secured withtop | Cover Board rows 72-inch o.c. UltraPly TPO Invisiweld plates (Lim. 7)
layer
Preliminarily
Min. 1.5-inch Secured OPTIONAL Invisiweld-S Il fastened Induction welded to -90
c-w-17 ) Insulation or secured with top Cover Board 6-inch o.c. in rows 60-inch o.c. UltraPly TPO Invisiweld-S plates (Lim. 7)
layer
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Concrete Deck (New or Existing)
Sl Vappr Basg e Top_ Top Insulation Attachment Membrane | Membrane Attachment MDP
No. Barrier Insulation Attachment Insulation (psf)
Preliminarily InvisiWeld fastened at a rate of
Min. 1.5-inch Secured OPTIONAL 16 per4ft x 8 ft. bogrd, Induction welded to -105
C-w-18 - . - Plate pattern offset 12-inches UltraPly TPO S .
Insulation or secured with top Cover Board . InvisiWeld plates (Lim. 7)
| from each adjacent row of
ayer . ;
insulation boards
Assemblies with All Layers Adhered over Cementitious Wood Fiber Deck (New or Existing)
Syl Base Insulation 2R [T Top Insulation Uelz iR Membrane Membrane Attachment i
No. Attachment Attachment (psf)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Insulation Adhesive IV UL:tIIaPPIf -I—TPPOOFSS: Self-adhered 75
CW-A-1 Min. 1-inch ISO ribbon adhered - - raPly 3 -
12-inch o.c, (HVHZ ONLY) Selradhered (Lim. 9)
XR-S, TJ-R, orl.S.O.
UltraPly TPO XR | Spray R ribbon adhered 12-
inch o.c.; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Insulation Adhesive IV Insulation Adhesive IV UltraPly TPO FSA Self-adhered 925
CW-A-2 Min. 0.5-inch ISO ribbon adhered Min. 0.5-inch ISO ribbon adhered UltraPly TPO SA Self-adhered Lim. 9)
12-inch o.c. 12-inch o.c. (HVHZ ONLY) :
XR-S, TJ-R, orl.S.O.
UltraPly TPO XR | Spray R ribbon adhered 12-
inch o.c.; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
; ; UltraPly TPO SA
Insulation Adhesive IX Self-adhered )
CW-A-3 Min. 0.5-inch ISO ribbon adhered - - (HVHZ ONLY) Lliéz'g
6-inch 0.c. XR-S, TJ-R ribbon adhered | (M- 9)
6-inch o.c. or I.S.0O. Spray R
UltraPly TPO XR ribbon adhered 12-inch o.c.
or JBSA
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Assemblies with All Layers Adhered over Cementitious Wood Fiber Deck (New or Existing)

S Base Insulation 2R TR Top Insulation ey SRR Membrane Membrane Attachment PL
No. Attachment Attachment (psf)
Min. 300 psi Celcore MF
with HS Rheology . . . -155
CW-A-4 Admixture: Min. Ya-inch Poured in place - - UltraPly TPO UltraPly Bonding Adhesive (Lim. 9)
slurry coat
Min. 300 psi Celcore MF XR-S, TJ-R, or|.S.O. Spray
with HS Rheology . R ribbon adhered 12-inch -160
CW-A-5 Admixture; Min. ¥-inch Poured in place ) ) UltraPly TPO XR o.c.; HA; PermaMop; (Lim. 9)
slurry coat XR-BA; or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA Self-adhered
Insulation Adhesive IX Insulation Adhesive IX [  (HVHZ ONLY) eli-adhere 160
CW-A-6 Min. 0.5-inch ISO ribbon adhered DensDeck Prime ribbon adhered XR-S, TJ-R, ribbon adhered | (Lim. 9)
6-inch o.c. 6-incho.c 6-inch o.c.; 1.S.0. Spray R
UltraPly TPO XR | ribbon adhered 12-inch o.c;
HA PermaMop; or XR-BA;
JBSA or TJ-S
Assemblies Adhered Membranes over Cementitious Wood Fiber Deck (New, Existing, or Recover)
. Base Insulation/ .
SEE EREEE [T Base Sheet Top Insulation Ve [T Elf e Membrane Membrane Attachment MDP
No. Base Sheet Attachment (psf)
Attachment
1.8” Two Piece
Impact Nail attached
12-inch o.c. at the lap I.S.0. Spray R ribbon )
CW-AM-1 MiSnBS3 APl-(i):'Ycialze S and 12-inch o.c. in - - UltraPly TPO XR adhered (Li5n21-57)
T p two equally spaced, 12-inch o.c. '
staggered rows in the
field of the roll
1.8” Two Piece
Impact Nail attached
9-inch o.c. at the lap I.S.0. Spray R ribbon )
CW-AM-2 .SBS PQIyBase and 9-inch o.c. in two - - UltraPly TPO XR adhered .67'5
Min. 3.4-inch laps . (Lim. 7)
equally spaced, 12-inch o.c.
staggered rows in the
field of the roll
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

' C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies Adhered Membranes over Cementitious Wood Fiber Deck (New, Existing, or Recover)
. Base Insulation/ ;
Sy’\it)em BaBsaeslgsSutﬁtéct)n/ Base Sheet Top Insulation T%\%Ln;urﬁlnotn Membrane Membrane Attachment Iz/lsz))
’ Attachment P
1.8” Two Piece
Impact Nail attached
7-inch o.c. at the lap I.S.0. Spray R ribbon )
CW-AM-3 SBS Pc_)IyBase and 7-inch o.c. in two - - UltraPly TPO XR adhered .90
Min. 3.4-inch laps : (Lim. 7)
equally spaced, 12-inch o.c.
staggered rows in the
field of the roll
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System Base Base Insulation . Top Insulation MDP
No. Insulation Attachment Top Insulation Attachment Membrane Membrane Attachment (psf)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. 1-inch ISO I.S.0. Spray R Insulation UltraPly TPO SA Self-adhered -135
G-A-1 95+ GL or ISO Adhesive ribbon adhered - - (HVHZ ONLY) (Lim. 9)
CG 12-inch o.c. XR-S, TJ-R, ribbon
adhered 6-inch o.c., 1.S.0.
UltraPly TPO XR Spray R ribbon adhered
12-inch o.c., or JBSA
1.S.0. Twin Pack or 1.S.0. Llflitr':;y.}fglg;‘ UltraPly Bonding Adhesive
Spray R Insulation -230
G-A-2 ISO HD Adhesive ribbon adhered ) ) XR-S, TJ-R, orl.S.0. (Lim. 9)
12-inch o.c. UltraPly TPO XR | Spray R ribbon adhered 6-
inch o.c.; JBSA or TJ-S
-272.5
G-A-3 - - - - UltraPly TPO XR TJ-S (Lim. 9)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Gypsum Deck Assemblies with Adhered Membranes (New or Existing)
System Base Shget or Base Sheet or Insulation Coverboard Coverboard Membrane Membrane Attachment MDP
No. Insulation Attachment Attachment (psf)
1.8” Trufast Twin Loc-Nail Batten
SBS Poly Torch Fastener and Trufast Twin Loc 1.S.0. Spray R ribbon -30
Base; 6-inch wide Coiled Batten Bar fastened 6-inch adhered 33.4-inch o.c. over | (Lim.7;
G-AM-1 | torch adhered side | o.c. along the batten bar within the ) ) UltraPly TPO XR base sheet torched side Non-
laps 33.4-inch o.c. spaced, torched laps; HA; PermaMop HVHZ)
side laps
1.8” LWC Two-Piece Impact Nail UltraPly TPO Membrane Adhesive V 375
SBS Base; : : . ) I.S.0. Spray R - S
. . ) attached 9-inch o.c. at the lap and Min. 1-inch ; UltraPly TPO FA Membrane Adhesive IV (Lim. 7;
G-AM-2 Min. 3.4-inch wide : ) ribbon adhered
. 12-inch o.c. in two equally spaced, ISO or ISO CG : 1.S.0. Spray R ribbon Non-
side laps : ' 12-inch o.c. UltraPly TPO XR ~2.0. oSpray |
staggered rows in the field of the roll y adhered 12-inch o.c. HVHZ)
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System Vapor . Insulation/Cover Membrane MDP
No. Barrier HiliG e CaET [EREE Board Attachment AETIETE Attachment (psf)
Min. 350 psi Celcore MF with -75
LC-A-1 - HS Rheology Admixture - - UltraPly TPO XR XR-BA or TJ-S (Lim. 9)
Min. 200 psi Cellular
e ) Lightweight Concrete ) ) UltraPly Bonding -106.5
LC-A2 (MCRF 2 80 Ibf using 1.7” UltraPly TPO Adhesive (Lim. 9)
LWC Base-Ply Fastener)
Min. 200 psi Elastizell with UltraPly Bonding -115
LC-A-3 Zell-Crete Fibers ) ) UltraPly TPO Adhesive (Lim. 9)
XR-S, TJ-R, or .S.0.
. . . . Spray R ribbon adhered )
LC-A-4 Min. 200 psi Elastizell with : : UltraPly TPO XR 12-inch o.c.; (Lliﬁ]z'g)
HA; PermaMop; XR-BA, ’
or TJ-S
. . XR-S, TJ-R, orl.S.0.
Min. 200 psi Cellular s
Lightweight Concrete Spray R ribbon adhered | ;g
LC-A-5 - . " - - UltraPly TPO XR 12-inch o.c,; .
(MCRF 2 80 Ibfusing 1.7 HA: P Mob: XR-BA: (Lim. 9)
LWC Base-Ply Fastener) » mermaiiop; AR-BA;
or TJ-S
AL OPTIONAL | Min. 300 psi Celcore MF with ) ) UltraPly Bonding -133.5
LC-A-6 SBS TA HS Rheology Admixture UltraPly TPO Adhesive (Lim. 9)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System Vapor n Insulation/Cover Membrane MDP
No. Barrier Lwic I ST e Board Attachment A Attachment (psf)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
: ; UltraPly TPO SA
OPTIONAL | Min. 300 psi Celcore MF with Insulation Adhesive IV (HVHZ ONLY) Self-adhered -133.5
LC-A-7 SBS TA HS Rheol Admixt ISO HD ribbon adhered 12-inch Lim. 9
eology Admixture oc. XR-S, TJR, orl.s.0. | tim-9)
UltraPly TPO XR Spray R r_|bbon adhered
12-inch o.c,;
JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA
; ; Self-adhered
- Min. 300 psi Celcore MF with DensDeck Prime Insurliﬁtt;grr: ggnsi\(lje v (HVAZ ONLY) -133.5
LC-A-8 HS Rheology Admixture 12-inch XR-S, TJ-R, orl.S.0. (Lim. 9)
-incho.c. Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S
I.S.0. Twin Pack
Optional layer of Tapered Insulation Adhesive,
LC-A-9 ) Min. 350 psi Celcore MF with pISO or éo cG wFi)th 1.S.0. Spray R, I.S.0. UltraPly TPO Water Based Bonding -135
HS Rheology Admixture : ; Stick, or Twin Jet ribbon Y Adhesive P (Lim. 9)
Min. 2-inch ISO HD-C
adhered
12-inch o.c.
Min. 15inch1sO orisocg | bSO Twin Pack.
Min. 350 psi Celcore MF with followed by optional layer of ! Water Based Bonding -135
LC-A-10 - . ) 1.S.0. Spray R, I.S.0. UltraPly TPO . .
HS Rheology Admixture Tapered ISO or ISO CG with Stick. or Twin Jet ribbon Adhesive P (Lim. 9)
1ISO HD or DensDeck Prime ! -
adhered 12-inch o.c.
XR-S, TJ-R, or 1.S.0.
. . ) ) Spray R ribbon adhered )
LC-A-11 - Min. 300 sl Slastzell with - - UltraPly TPO XR 12-inch o.c.; (Lilnf%)
HA; PermaMop; XR-BA, '
or TJ-S
XR-S, TJ-R, orl.S.0.
. . . Spray R ribbon adhered
LC-A-12 - M'E;g%g;'loce"ﬂ;i'\gg'th - - UltraPly TPO XR 12-inch o0.c.; ('Lliﬁ'g)
ay HA; PermaMop; XR-BA, '
or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System Vapor . Insulation/Cover Membrane MDP
No. Barrier Lwic I ST e Board Attachment A Attachment (psf)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. 200 psi Cellular ; ; UltraPly TPO SA
Lightweight Concrete Insu_latlon Adhesive IV (HVHZ ONLY) Self-adhered 150
LC-A-13 - . . ISO HD ribbon adhered .
(MCRF 2 80 Ibfusing 1.7 . (Lim. 9)
12-inch o.c. XR-S, TJ-R, or.S.0.
LWC Base-Ply Fastener) itrapl Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; JBSA or
TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
. . UltraPly TPO SA
Min. 200 psi Cellular Insulation Adhesive VII (HVHZ ONLY) Self-adhered
- Lightweight Concrete DensDeck Prime ribbon adhered '.150
LC-A-14 (MCRF 2 80 Ibf using 1.7” 12-inch o.c XR-S, TJ-R, orl.S.0. (Lim. 9)
LWC Base-Ply Fastener) e Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S
LC-A-15 Min. 200 psi Elastizell with ) ) UltraPly TPO or Single-Ply LVOC -157.5
Zell-Crete Fibers UltraPly TPO FA Bonding Adhesive (Lim. 9)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
; ; UltraPly TPO SA
Min. 300 psi Elastizell with Insulation Adhesive IV (HVHZ ONLY) Self-adhered -157.5
LC-A-16 - Zell-Crete Fib ISO HD ribbon adhered Lim. 9
ell-Crete Fibers 12-inch 0.c. XR-S, TR, or15.0. | (Lim-9)
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; JBSA or
TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO SA
: ; Self-adhered R
LC-A-17 - Min. 300 psi Elastizell with DensDeck Prime Insurlizggﬂ 232:2\(/16 Vi (HVHZ ONLY) (Llir5n7£9))
Zell-Crete Fibers 12-inch XR-S, TJ-R, orl.S.O. :
-incho.c. Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System Vapor . Insulation/Cover Membrane MDP
No. Barrier Lwic I ST e Board Attachment A Attachment (psf)
. . . Min. 1-inch ISO with optional 1.S.0. Stick or Twin Jet
e ) Min. 350 psi Celcore MF with : ¥ UltraPly TPO or . -187.5
LC-A-18 HS Rheology Admixture layer oIfS'E)apered ribbon adf:)e(l;ed 12-inch UltraPly TPO FA Membrane Adhesive IV (Lim. 9)
. . . Min. 1.5-inch ISO CG 1.S.0. Stick or Twin Jet
LC-A-19 - M'ﬁg%%ggllocelfdr;i’rtirvev'th with optional layer of ribbon adhered UltraPly TPO Membrane Adhesive V (-Lliﬁzg)
ay Tapered ISO CG 12-inch o.c. '
. . . Optional layer of 1.S.0. Stick or Twin Jet )
LC-A-20 - M'ﬁ;;%giiocelifg;:\ftir\gnh Tapered ISO or ISO CG with ribbon adhered dlttrgljplly.}rgglgg Membrane Adhesive | (Lliﬁz.g)
%y Min. 2-inch ISO HD-C 12-inch o.c. Y '
Min. 1.5-inch ISO or ISO CG . .
LC-A-21 ) Min. 350 psi Celcore MF with followed by optional layer of I'S'cr)ibﬁgﬁkag;l—:gg Jet UltraPly TPO or Membrane Adhesive | -187.5
HS Rheology Admixture Tapered ISO or ISO CG with . UltraPly TPO FA (Lim. 9)
. 12-inch o.c.
ISO HD or DensDeck Prime
. . . 1.S.0. Stick or Twin Jet
Min. 350 psi Celcore MF with . . -187.5
LC-A-22 - HS Rheology Admixture DensDeck Prime rlbbo_n adhered UltraPly TPO XR XR-BA or TJ-S (Lim. 9)
12-inch o.c.
1.S.0. Twin Pack
AL ) Min. 350 psi Celcore MF with Min. 1-inch ISO with optional Insulation Adhesive UltraPly TPO or . -217.5
LC-A-23 HS Rheology Admixture layer of Tapered ISO ribbon adhered UltraPly TPO FA Membrane Adhesive IV (Lim. 9)
12-inch o.c.
. I.S.0. Twin Pack
. . ) Optional layer of : f -
LC-A-24 ) Min. 350 psi Celcore MF with Tapered ISO or ISO CG with Ins_ulanon Adhesive UltraPly TPO or Membrane Adhesive | 2_17.5
HS Rheology Admixture : - ribbon adhered UltraPly TPO FA (Lim. 9)
Min. 2-inch ISO HD-C .
12-inch o.c.
Min. 1.5-inch ISO or ISO CG I.S.0. Twin Pack
e ) Min. 350 psi Celcore MF with followed by optional layer of Insulation Adhesive UltraPly TPO or . -217.5
LC-A-25 HS Rheology Admixture | Tapered ISO or ISO CG with ribbon adhered UltraPly TPO FA | Membrane Adhesive I |, i o)
ISO HD or DensDeck Prime 12-inch o.c.
1.S.0. Twin Pack
Min. 350 psi Celcore MF with . Insulation Adhesive -217.5
LC-A-26 - HS Rheology Admixture DensDeck Prime ribbon adhered UltraPly TPO XR XR-BA (Lim. 9)
12-inch o.c.
. . I.S.0. Twin Pack ;
Min. 350 psi Celcore MF with Min. 1-mch ISO CG Insulation Adhesive UltraPly TPO Membrane Adhesive v -217.5
LC-A-27 ) HS Rheology Admixture with optional layer of ribbon adhered (Lim. 9)
ay Tapered ISO CG 12-inch o.c UltraPly TPO FA | Membrane Adhesive IV '
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System Vapor . Insulation/Cover Membrane MDP
No. Barrier Lwic I ST e Board Attachment A Attachment (psf)
Min. 150 psi Cellular -222.5
LC-A-28 ) Lightweight Concrete ) ) UltraPly TPO or UltraPly Bonding (Lim. 9;
(MCRF 2= 123 Ibf using 1.7” UltraPly TPO FA Adhesive HVHZ
LWC Base-Ply Fastener) Only)
LC-A-29 ) Min. 350 psi Celcore MF with ) ) UltraPly TPO or UltraPly Bonding -247.5
HS Rheology Admixture UltraPly TPO FA Adhesive (Lim. 9)
XR-S or I.S.0. Spray R -320
Min. 280 psi Celcore MF with ribbon adhered (Lim. 9
LC-A-30 ) HS Rheology Admixture ) ) UltraPly TPO XR 6-inch o.c.; HVHZ
HA; PermaMop; XR-BA Only)
-322.5
LC-A-31 ) Min. 280 psi Celcore MF with ) ) UltraPly TPO or UltraPly Bonding (Lim. 9
HS Rheology Admixture UltraPly TPO FA Adhesive HVHZ
Only)
Min. 360 psi Celcore MF with .
AL ) ; ) ) UltraPly TPO or UltraPly Bonding -335
LC-A-33 HS Rheology Admixture and UltraPly TPO FA Adhesive (Lim. 9)
Celcore S-1
XR-S or 1.S.0. Spray R
Min. 300 psi Celcore MF with ribbon adhered -350
LC-A-34 SBS TA HS Rheology Admixture; Min. - - UltraPly TPO XR 12-inch o.c,; (Lim. 9)
0.25-inch slurry coat HA; PermaMop; XR-BA; '
or TJ-S
XR-S or I.S.0. Spray R
. . . ribbon adhered
LC-A-35 - M'Eg%?}gg:oce"ﬂ;i'\)f;g”h - - UltraPly TPO XR 12-inch o.c.; ('Lsi’gf'g)
ay HA; PermaMop; XR-BA, '
or TJ-S
Min. 300 psi Celcore MF with ;
; g UltraPly TPO or UltraPly Bonding -455
LC-A-36 SBS TA HS Rheolqu Admixture; Min. - - UltraPly TPO FA Adhesive (Lim. 9)
0.25-inch slurry coat
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [ APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)

System Deck LWIC Insulation/ Insulation/Cover Membrane Membrane MDP
No. Detail Cover Board Board Attachment Attachment (psf)
XR-S, TI-R, or
G33 F1 I.S.0. Spray R ribbon 45
LS-A-1 L6 ‘812’ Min. 300 psi Celcore MF with HS Rheology - - UltraPly TPO XR adhered 12-inch o.c.; (Lim. 9)
' HA; PermaMop; XR-BA, '
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Insulation Adhesive
G33, F1, . . . ! UltraPly TPO SA Self-adhered 45
LS-A-2 L6, S12 Min. 300 psi Celcore MF with HS Rheology ISO HD IV ribbon adhered (HVHZ ONLY) (Lim. 9)
12-inch o.c. XR-S. TI-R or

I.S.0. Spray R ribbon

UltraPly TPO XR adhered 12-inch o.c.;

JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Insulation Adhesive | UltraPly TPO SA Self-adhered
LS-A-3 Ciggs'g Min. 300 psi Celcore MF with HS Rheology De;rsiragck VIl ribbon adhered (HVHZ ONLY) (Li-rfrl15 9
' 12-inch o.c. XR-S, TJ-R, orl.S.0O. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c,;
HA; PermaMop; XR-BA,
JBSA or TJ-S
G33 F1 UltraPly Bonding 45
LS-A-4 L’6 ’ Min. 300 psi Celcore MF with HS Rheology - - UltraPly TPO Adhesive or Single-Ply (Lim. 9)
LVOC Bonding Adhesive '
AL G33, P, Min. 310 psi Celcore MF with HS Rheology ) ) XR-BA; XR-S, TJ-R, -45
LS-A-5 L6, S18 over deck treated with Celcore S-1 UltraPly TPO XR 1.S.0. Spray R; or TJ-S (Lim. 9)
Min. 360 psi LWIC (MCRF 2 176 Ibf with 1.7" XR-S, TIR, orl.S.0.
G33, . . Spray R ribbon adhered
LWC Base Ply Fastener); Polymer Batten Strip . . -60
LS-A-6 F1W, L6, . - - UltraPly TPO XR 6-inch o.c.; .
spaced 18-inch o.c. through fastened to Steel . . . (Lim. 9)
S12 . . HA; PermaMop; XR-BA,
Deck 12-inch o.c. with Heavy Duty Fasteners
or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
System Deck LWIC Insulation/ Insulation/Cover Membrane Membrane MDP
No. Detail Cover Board Board Attachment Attachment (psf)
XR-S, TJ-R, or|.S.0.
G33 P Spray R ribbon adhered 60
LS-A-7 L5 812 Min. 350 psi Elastizell with Zell-Crete Fibers - - UltraPly TPO XR 6-inch o.c.; (Lim. 9)
' HA; PermaMop; XR-BA, '
or TJ-S
XR-S, TJ-R, orl.S.O.
. . . Spray R ribbons adhered }
LS-A-8 E%GSSng Min. 360 psi CeIC%ZI(';/(I)'?eWSItPlHS Rheology and ) ) UltraPly TPO XR 12-inch o.c.: HA: (Lir$10 0
’ PermaMop; XR-BA; ’
or TJ-S
G33 F1 UltraPly Bonding 675
LS-A-9 L'S ' Min. 300 psi Elastizell with Zell-Crete Fibers - - UltraPly TPO Adhesive or Single-Ply (Lim. 9)
LVOC Bonding Adhesive )
XR-S, TJ-R, or|.S.0.
G33 F1 Spray R ribbon adhered 675
LS-A-10 L5 '86 ' Min. 300 psi Elastizell with Zell-Crete Fibers - - UltraPly TPO XR 12-inch o.c,; (Lim. 9)
’ HA; PermaMop; XR-BA, '
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
F1 Insulation Adhesive U|traP|y TPO FSA Self-adhered 675
LS-A-11 GL353'36 » | Min. 300 psi Elastizell with Zell-Crete Fibers ISO HD IV ribbon adhered | UltraPly TPO SA coft-adhered Lim.9)
' 12-inch o.c. (HVHZ ONLY) '
XR-S, TJ-R, orl.S.O.
UltraPly TPO XR Spray R ribbon adhered
12-inch o.c.; or JBSA
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Insulation Adhesive | UltraPly TPO SA Self-adhered
Ls-a12 | S EL 1 min. 300 psi Elastizel with Zell-Crete Fibers De;‘rsin'ﬁgck VIl ribbon adhered (HVHZ ONLY) (L‘ﬁ;'%)
’ 12-inch o.c. XR-S, TJ-R, orl.S.0. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
System Deck LWIC Insulation/ Insulation/Cover Membrane Membrane MDP
No. Detail Cover Board Board Attachment Attachment (psf)
UltraPly TPO U'tri\Z'geBsfv’;d'”g
LS-A-13 G33, P, Min. 300 psi Celcore MF with ) ) 5.0 Spray R or TIR -67.5
L5, S18 HS Rheol d Cel S-1 o e Lim. 9
eology and Lelcore UltraPly TPO XR ribbon adhered 12-inch ( )
o.c.; or TJ-S
Min. 300 psi Celcore MF with HS Rheology - XR-S, TI-R, or.S.0.
G33, ; ' } Spray R ribbon adhered
Admixture; Polymer Batten Strip spaced 18- . ) -75
LS-A-14 F1Ww, L6, f - UltraPly TPO XR 4-inch o.c,; .
inch o.c. through fastened to Steel Deck 12- . . . (Lim. 9)
S12 . : HA; PermaMop; XR-BA,
inch o.c. with Heavy Duty Fasteners
or TJ-S
AL G33, PW, Min. 360 psi Celcore MF with HS Rheology ) ) UltraPly Bonding -82.5
LS-A-15 L6, S18 over deck treated with Celcore S-1 UltraPly TPO Adhesive (Lim. 9)
XR-S, TJ-R, or|.S.0.
G33 F1 Min. 300 psi Celcore MF with HS Rheology Spray R ribbon adhered 90
LS-A-16 L6 '812’ Admixture HD Fasteners & Plates through- - - UltraPly TPO XR 12-inch o.c,; (Lim. 9)
' fastened to Steel Deck at a rate of one per 2 ft? HA; PermaMop; XR-BA; '
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Min. 300 psi Celcore MF with HS Rheology Insulation Adhesive UltraPly TPO SA .
LS-A-17 GLESSIE HD Fasteners & Plates through-fastened to ISO HD IV ribbon adhered (HVH% ONLY) Self-adhered (Lir?\o 9)
Steel Deck at a rate of one per 2 ft 12-inch o.c. XRS. TJR. or1.S.0.
UltraPly TPO XR Spray R lflbbon aghered
12-inch o.c.;
JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Min. 300 psi Celcore MF with HS Rheology Insulation Adhesive UltraPly TPO SA )
LS-A-18 Cigssi; HD Fasteners & Plates through-fastened to Delir’]rsirang VII ribbon adhered (HVHZ ONLY) Self-adhered (Lirio 9)
' Steel Deck at a rate of one per 2 ft? 12-inch o.c. XR-S, TJ-R, orl.S.0O. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S

ABE12002.23

FL15894-R23

Page 37 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
System Deck LWIC Insulation/ Insulation/Cover Membrane Membrane MDP
No. Detail Cover Board Board Attachment Attachment (psf)
. . . XR-S, TJ-R, orl.S.0.
G33, P, Min. 380 psi Celcore MF with ) ) e -90
LS-A-19 L6, S18 HS Rheology and Celcore S-1 UltraPly TPO XR Spray R rlbbc.)ns spaced (Lim. 9)
4-inch o.c.; or TJ-S
G33 F1 Min. 300 psi Celcore MF with HS Rheology UltraPly Bonding 90
LS-A-20 L’6 ' Admixture HD Fasteners & Plates through- - - UltraPly TPO Adhesive or Single-Ply (Lim. 9)
fastened to Steel Deck at a rate of one per 2 ft? LVOC Bonding Adhesive '
G33. P Min. 380 psi Celcore MF with HS Rheology 1.S.0. Spray R ribbons 90
LS-A-21 L6 818 over deck treated with Celcore S-1; Ceclore - - UltraPly TPO XR spaced 4-inch o.c.; (Lim. 9)
' SBS applied over top coat or TJ-S '
Min. 300 psi Elastizell .
LS-A-22 GS:E,GFl, HD Fasteners & Plates through-fastened to - - UltraPly TPO Ultrizgezﬁlgdmg (L-i%nlsg)
Steel Deck at a rate of one per 2 ft? :
Min. 300 psi Elastizell .
LS-A-23 GS:E,GFl, HD Fasteners & Plates through-fastened to - - UltraPly TPO Bsolrr:gilr?-PAl\)&rl;\e/soiv% (L-i%'r?sg)
Steel Deck at a rate of one per 2 ft? 9 '
XR-S, TJ-R, orl.S.0.
G33 F1 Min. 300 psi Elastizell Spray R ribbon adhered 135
LS-A-24 L6 ’812’ HD Fasteners & Plates through-fastened to - - UltraPly TPO XR 12-inch o.c.; (Lim. 9)
' Steel Deck at a rate of one per 2 ft? HA; PermaMop; XR-BA; '
or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
G33. F1 Min. 300 psi Elastizell Insulation Adhesive UltraPly TPO SA Self-adhered 135
LS-A-25 L6 ’812, HD Fasteners & Plates through-fastened to ISO HD IV ribbon adhered (HVHZ ONLY) (Lim. 9)
' Steel Deck at a rate of one per 2 ft? 12-inch o.c. XR-S, TJ-R, orl.S.0. :
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; JBSA or
TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
. . . . ) UltraPly TPO SA
G33, F1, Min. 300 psi Elastizell Insulation Adhesive HVHZ ONLY Self-adhered
DensDeck : ( ) -135
LS-A-26 L6, S12 HD Fasteners & Plates through-fastened to Prime VII ribbon adhered YRS TIR S0 (Lim. 9)
Steel Deck at a rate of one per 2 ft? 12-inch o.c. -, 19K, 0rl.>.0. :
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop; XR-BA,
JBSA or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)

System Deck LWIC Insulation/ Insulation/Cover Membrane Membrane MDP
No. Detail Cover Board Board Attachment Attachment (psf)

XR-S, TJ-R, or I.S.O. -135
Min. 390 psi Celcore MF with HS Rheology Spray R ribbon adhered (Lim. 9;

LS-A-27 | G33,L5 over deck treated with Celcore S-1 ) ) UltraPly TPO XR 12-inch o.c.; XR-BA; or HVHZ
TJ-S Only))

-140
AL Min. 390 psi Celcore MF with HS Rheology ) ) UltraPly Bonding (Lim. 9;
LS-A-28 G33, L5 over deck treated with Celcore S-1 UltraPly TPO Adhesive HVHZ
Only))
Min. 150 psi Cellular Lightweight Concrete UltraPlv Bondin (L-ifnzsg'
LS-A-29 | G33,L5 (MCRF 2 123 Ibf using 1.7” LWC Base-Ply - - UltraPly TPO y Bonding g
Adhesive HVHZ

Fastener)
Only)
Min. 150 psi Cellular Lightweight Concrete I.S.0. Spray R (L-i2n$59'
LS-A-30 G33,L5 (MCRF 2 123 Ibf using 1.7” LWC Base-Ply - - UltraPly TPO XR ribbon adhered 6-inch HVHZ
Fastener) o.c.; or TJ-S

Only)

-272.5
AL Min. 280 psi Celcore MF with ) ) UltraPly Bonding (Lim. 9
LS-A-31 G33, L5 HS Rheology Admixture UltraPly TPO Adhesive HVHZ
Only)

-460

. . . I.S.0. Spray R .

LS-A-32 G33, L5 Min. 280 psi Celcore M with - - UltraPly TPO XR ribbon adhered (Lim. 9
HS Rheology Admixture - . HVHZ

6-inch o.c.; or TJ-S only)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes (New or Existing)
System Deck LWIC Base Sheet or Base Sheet or Coverboard Coverboard Membrane Membrane MDP
No. Detail Insulation Insulation Attachment Attachment Attachment (psf)
Membrane
UltraPly TPO Adhesive V
Steel Deck Min. 420 psi 1.8” LWC Two-Piece UltraPly TPO Memb.
(G33, PW, Celcore MF with C_:hannel Impact Nail attached 9- . . rary emorane -37.5
Venting Base or | . Min. 1-inch 1.S.0. Spray R FA Adhesive IV h )
L6, S18) HS Rheology . inch o.c. at the lap and 9- ; (Lim. 7;
L-AM-1 SBS Base; . . 1ISO or ribbon adhered | UltraPly TPO
Or (over deck treated Min. 3.5-inch inch o.c. in two equally 1SO CG 12-inch o.c Self-adhered Non-
Concrete with Celcore S-1 widé side laps spaced, staggered rows e FSA HVHZ)
Deck on steel deck only) P in the field of the roll UltraPly TPO 1.S.0. Spray R
Xé ribbon adhered
12-inch o.c.;
Min. 1-inch
ISO or ISO
CG installed Membrane
1.8-inch Two-Piece followed by Uiy TP Adhesive V
Steel Deck Mearlcrete, Im .act Nail installed 7- OPTIONAL Insulation
(G33) Celcore, or Celcore mp ; : Tapered ISO Adhesive
: inch o.c. in the 4-inch SO -45
L-AM-2 or MF with HS MA Base wide laps. 7-inch o.c. in or Tapered applied in UltraPlv TPO Memb (Lim. 7)
Concrete Rheology wo (2) spta ered rc;vv.s in ISO CG ribbons spaced ra FX Adim _ranﬁ/ '
Deck Admixture thggﬁeld followed by 12-inch o.c. esive
OPTIONAL
ISO HD
DensDegI: UItraIZP‘IS)fJPO Self-adhered
Prime
Steel Deck 1.7 LWC Base Ply
(G33, P, Min. 220 psi S%ZSP%flsggsre Fastener attached 9-inch
L5, S12w) " P: . Y o.c. at the lap and 9-inch UltraPly TPO ASTM D 312, -45
L-AM-3 Elastizell with with Min. 3.5- ; - - )
or Zell-Crete Fibers inch wide side o.c. in two equally XR Type IV Asphalt | (Lim. 7)
Concrete laps spaced, staggered rows
Deck P in the field of the roll
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes (New or Existing)
System Deck LWIC Base Sheet or Base Sheet or Coverboard Coverboard Membrane Membrane MDP
No. Detall Insulation Insulation Attachment Attachment Attachment (psf)
Membrane
UltraPly TPO Adhesive V
UltraPly TPO Membrane
FA Adhesive IV
Steel Deck Min. 310 psi 1.8” Two Piece Impact UltraPly TPO Self-adhered
(G33, P, Celcore MF with SBS Base Nail attached 12-inch o.c. 1.5.0. Spray R FSA
L-AM-4 L6, S18) HS Rhekology Min. 3.4-inch at the lap and 12-||:10h 0.5-inch ribbons spaced | UltraPly TPO -45
or (over deck treated wide side laps 0.c. in two equally ISO 12-inch o.c SA (HVHZ Self-Adhered (Lim. 7)
Concrete with Celcore S-1 spaced, staggered rows e ONLY)
Deck on steel deck only) in the field of the roll XRS. TIR, or
1.5.0. Spray R
UltraPly TPO ribbons spaced
XR . )
12-inch o.c.; or
JBSA
Steel Deck Min. 300 psi 1.7 LWC Base Ply
(G33, P, Celcore MF with SBS Base Fastener attached 9-inch r:bsboon Sal()j?eyr;j
L5, S18) HS Rheology - ) o.c. at the lap and 9-inch UltraPly TPO . ) -52.5
L-AM-5 Min. 3.4-inch ; - - 12-inch o.c.; h
or (over deck treated B ; o0.c. in two equally XR . (Lim. 7)
. wide side laps HA; or
Concrete with Celcore S-1 spaced, staggered rows PermaMo
Deck on steel deck only) in the field of the roll P
Steel Deck Min. 420 psi 1.7 LWC Base Ply
(G33, PW, Celcore MF with MA Base: Fastener attached 7-inch 1.S.0. Spray R
L6, S18) HS Rheology h S o.c. at the lap and 7-inch UltraPly TPO | ribbon adhered -52.5
L-AM-6 Min. 4-inch - - - . ) ;
Or (over deck treated wide side laps o0.c. in two equally XR 12-inch o.c,; (Lim. 7)
Concrete with Celcore S-1 p spaced, staggered rows HA; PermaMop
Deck on steel deck only) in the field of the roll
Steel Deck Min. 300 psi 1.8” Two Piece Impact
(G33, P, Celcore MF with SBS PolvBase Nail attached 9-inch o.c. r:bsbc?n i\zﬁeyrsd
L5, S18) HS Rheology . v at the lap and 9-inch o.c. UltraPly TPO . - -60
L-AM-7 Min. 3.4-inch ) - - 12-inch o.c,; )
or (over deck treated ] - in two equally spaced, XR . (Lim. 7)
. wide side laps . HA; or
Concrete with Celcore S-1 staggered rows in the PermaMo
Deck on steel deck only) field of the roll P
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes (New or Existing)
System Deck LWIC Base Sheet or Base Sheet or Coverboard Coverboard Membrane Membrane MDP
No. Detail Insulation Insulation Attachment Attachment Attachment (psf)
Membrane
UltraPly TPO Adhesive V
UltraPly TPO Membrane
FA Adhesive IV
Steel Deck Min. 380 psi 1.8” Two Piece Impact UltraPly TPO Self-adhered
(G33, P, Celcore MF with Nail attached 7-inch o.c. FSA
L6, S18) HS Rheology SBS Base at the lap and 7-inch o.c I.S.0. Spray R -67.5
L-AM-8 or (over deck treated Min. 3.4-inch in two equally spaced, | SECUROCK  ribbons spaced UlraPly TPO (Lim- 7)
v wide side laps qually spaced, 12-inch o.c. SA (HVHZ Self-Adhered .
Concrete with Celcore S-1 staggered rows in the ONLY)
Deck on steel deck only) field of the roll 5.0, Spray R
ribbon adhered
UItraI;(Ié TPO 12-inch 0.c..
HA; PermaMop;
XR-BA
Steel Deck Min. 400 psi 1.7 LWC Base Ply
(G33, P, Celcore MF with SBS Base Fastener attached 7-inch 1.S.0. Spray R
L6, S18) HS Rheology - . o.c. at the lap and 7-inch UltraPly TPO | ribbon adhered -67.5
L-AM-9 Min. 3.4-inch ; - - . ; .
or (over deck treated wide side laps o0.c. in two equally XR 12-inch o.c,; (Lim. 7)
Concrete with Celcore S-1 p spaced, staggered rows HA; PermaMop
Deck on steel deck only) in the field of the roll
Steel Deck 1.8” Two Piece Impact
(G33, P, Min. 360 psi Channel Nail attached 7-inch o.c. 1.S.0. Spray R
L-AM-10 L6, S18) Celco.re Mprith Venting Base at the lap and 7-inch o.c. ) ) UltraPly TPO | ribbon adhered -75
or HS Rheolo Min. 3.4-inch in two equally spaced, XR 12-inch o.c,; (Lim. 7)
Concrete ay wide side laps staggered rows in the HA; PermaMop
Deck field of the roll
Mechanically Fastened Lightweight Concrete Assemblies (New, Existing, or Recover)
Base Sheet or
SEE Deck Detail LWIC Bl Sh(_eet or Insulation Membrane Membrane Attachment MDP
No. Insulation (psf)
Attachment
. . . . . -30
Steel Deck Min. 200 psi Attached in-lap 12-inch o.c. with . .
L-M-1 (G33, HXEL, L6, | Celcore MF with OPTIONAL . UltraPly TPO XR HD Fasteners & Plates; Lim. 7;
Insulation (120-inch wide) . Non-
HS12) HS Rheology Fastener rows 114-inch o.c. HVHZ)
Steel Deck Min. 200 psi Attached in-lap 6-inch o.c. with
L-M2 | (G33 HXEL L6, | Celcore MF with OIESTu'gt'?'OAnL - Lé'l“z%'j'rﬁpva d)é)R HD Fasteners & Plates: (Li':f 2
HS12) HS Rheology Fastener rows 114-inch o.c. ’
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies (New, Existing, or Recover)
Base Sheet or
Sy’\it)em Deck Detail LwiIC Be}iij;ﬁ;ﬁ or Insulation Membrane Membrane Attachment IE/”ZfF))
’ Attachment P
Steel Deck . . Min. 60 mil Attached in-lap 12-inch o.c. with
LM-3 | (G33,P,16,518) [ M 380PS OPTIONAL - UltraPly TPO HD Fasteners & Plates; (Li':qs 2
or Concrete Deck (120-inch wide) Fastener rows 114-inch o.c. ’
. . Backside of membrane primed with
C(i,\lll(l:glr:\’jl:/cl)Fp\/svlith QuickPrime Plus Primer and adhered to
Steel Deck HS Rheolo Min. 0.5-inch UltraPly QuickSeam R.M.A Strip attached 45
L-M-4 (G33, P, L6, S24) oy e - UltraPly TPO 72-inch o.c. and secured with VERSA- :
over deck ISO . . . (Lim. 7)
or Concrete Deck . FAST spaced 6-inch o.c. with min. 3.25-
treated with inch fasteners at a rate of 2 fasteners per
Celcore S-1 p
plate
Steel Deck . . Attached in-lap 6-inch o.c. with
Min. 300 psi OPTIONAL UltraPly TPO . -52.5
L-M-5 (G33, F1, L5, S12) . - . ; HD Fasteners & Plates; .
or Concrete Deck Lwic Insulation (120-inch wide) Fastener rows 114-inch o.c. (Lim. 7)
Steel Deck . . Min. 60 mil Attached in-lap 6-inch o.c. with
LM6 | (G33,P, L6 S18) M'”'L\fv?g psi ?ESTJIZQ'OAnL - UltraPly TPO HD Fasteners & Plates; (|_-i5n§'57)
or Concrete Deck (148-inch wide) Fastener rows 142-inch o.c. )
Steel Deck . . Min. 60 mil Attached in-lap 6-inch o.c. with
LM7 | (G33,P, L6 S18) M'”'L\fv?g psi ?ESTJ&'?'OAnL - UltraPly TPO HD Fasteners & Plates; « ?;'57)
or Concrete Deck (120-inch wide) Fastener rows 114-inch o.c. )
Heavy Duty fasteners installed 6-inch
Steel Deck Min. 200 psi through Polymer Batten Strip spaced 90- )
L-M-8 (G33, HXEL1, L6, Celcore MF with ?E;Jgt'i\lopr‘:‘ - (ggrﬁ]zlﬁl\;zg) inch o.c. within the side laps; Side laps (Li6rz.57)
HS12) HS Rheology sealed with min. 5-inch weld that ’
encapsulates the batten and fasteners
Steel Deck Min. 200 psi Attached in-lap 6-inch o.c. with HD Plus )
L-M-9 (G33, HXEL1, L6, Celcore MF with ?E;Jgt'i\lopr‘:‘ - Lélltrz?)'?ilr):cﬁpvad)é? Fasteners & Plates; Fastener rows 114- (Li6n71-57)
HS12) HS Rheology inch o.c. ’
Min. 380 psi
Celcore MF with Heavy Duty Fasteners and Coiled Metal
Steel Deck HS Rheology Batten Bar secured in the lap 6-inch o.c. 675
L-M-10 (G33, P, L6, S18) over deck - - UltraPly TPO along the batten bar in rows spaced 142- (Lim. 7
or Concrete Deck treated with inch o.c.; 5.5-inch wide heat weld at the 6- ’
Celcore S-1 inch wide lap
(steel deck only)
Heavy Duty Plus fasteners installed 6-inch
Steel Deck Min. 200 psi through Metal Batten Bar spaced 90-inch )
L-M-11 (G33, HXEL, L6, Celcore MF with OIEJJSQIO'?]L - (ggrﬁ:zg\;zg) o.c. within the side laps; Side laps sealed (Li8n%57)
HS12) HS Rheology with min. 5-inch weld that encapsulates ’
the batten and fasteners
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies (New, Existing, or Recover)
Base Sheet or
Sy’\it)em Deck Detail LwWIC Ba}iij;‘ﬁ;ﬁ or Insulation Membrane Membrane Attachment IE/”ZfF))
’ Attachment P
Polymer Batten Strip spaced 4-ft o.c.
(é;eselFDle(I:_I% Min. 200 psi through fastened to Steel Deck 6-inch o.c. 975
L-M-12 o ) p - - UltraPly TPO with Heavy Duty Fasteners; 6-inch wide .
S12W) LWIC ; . (Lim.7)
or Concrete Deck UItraP_Iy TPO cover strip h_eat welded min.
1.5-inch wide on either side of battens
Polymer Batten Strip spaced 4-ft o.c.
(é;%eIFDle(I:_I% Min. 200 psi through fastened to Steel Deck 6-inch o.c. 1125
L-M-13 o ’ P - - UltraPly TPO XR with Heavy Duty Fasteners; 6-inch wide S
S12W) LwIC , . (Lim.7)
or Concrete Deck UltraPly TPO cover strip heat welded min.
1.5-inch wide on either side of battens
Induction Welded Assemblies over Lightweight Concrete (New or Existing)
Base Sheet or
System Deck Base Sheet - Coverboard MDP
No. Detail LWIC or Insulation Insulation Coverboard Attachment Membrane Membrane Attachment (psf)
Attachment
Steel Deck | Min. 200 psi Induction Welded to Invisiweld -30 .
(G33, Celcore MF h . ) (Lim. 7;
L-w-1 . - - - - UltraPly TPO installed 18-inch o.c. in rows
HXEL, L6, with HS spaced 60-inch o.c Non-
HS12) Rheology P . HVHZ)
St(?(eg‘lg)’eck %Qgg?eo,\ﬁ? Induction Welded to Invisiweld (Li-rfrl15 7.
L-W-2 HXEL L6, with HS - - - - UltraPly TPO installed at:1r r5at3e32(ftzl fastener Non-
HS12) Rheology pers. HVHZ)
Steel Deck | Min. 200 psi Induction Welded to Invisiweld
L-W-3 (Gss3, Celcore MF - - - - UltraPly TPO installed at a rate of 1 fastener 60
HXEL, L6, with HS Y or 412 (Lim.7)
HS12) Rheology P
Steel Deck | Min. 200 psi Induction Welded to Invisiweld
L-w-4 (Gs3, Celcore MF - - - - UltraPly TPO installed at a rate of 1 fastener 75
HXEL, L6, with HS y 2 (Lim. 7)
HS12) Rheology pere.
St(?gl3D3eck hég};:g?eol\ﬁlszl In Induction Welded to 75
L-W-5 HXEL, L6, with HS - - - - UltraPly TPO InV|sr2<\llV2Icsi n;it:élt—:é%i-]lgﬁr;%c. in (Lim. 7)
HS12) Rheology p e
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with All Layers Adhered
Sy’\it)em Existing Roof Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
Built-Up Roofing over UltraPly TPO XR 115 XR-S ribbon adhered -112.5
R-A-L Concrete Deck ) ) or 12-inch o.c (Lim. 9)
UltraPly TPO XR 135 e '
) UltraPly TPO Membrane Adhesive V
Smooth or Mineral Min. 0.5-inch ISO or Min. 1-inch ISO SECUROCK installed with UltraPly TPO FA Membrane Adhesive IV
Surfaced BUR over . . . f L -112.5
R-A-2 CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in UltraPly TPO FSA Self-adhered ’
Concrete Deck S . : : (Lim. 9)
applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c | | 0S
UltraPly TPO SA Self-adhered
(HVHZ ONLY)
UltraPly TPO Membrane Adhesive V
Smooth or Mineral Min. 0.5-inch ISO or Min. 1-inch ISO SECUROCK installed with UltraPly TPO FA Membrane Adhesive IV 1125
R-A-3 Surfaced BUR over CG installed with 1.S.0. Stick applied I.S.0. Stick applied in ribbons UltraPly TPO FSA Self-adhered (Lim '9)
Concrete Deck in ribbons spaced 12-inch o.c spaced 12-inch o.c UltraPly TPO SA '
(HVHZ ONLY) Self-adhered
Granule Surfaced SBS ]
R-A-4 Modified Roofing over - - UltraPly TPO XR XR-S rlpbon adhered ';25'5
12-inch o.c. (Lim. 9)
Concrete Deck
Min. 0.5-inch ISO or Min. 1-inch ISO | DensDeck Prime installed with UltraPly TPO Membrane Adhesive V
R-A-5 S&%?tgosnuggt(::gsgf CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in ] (L-i:rLT?SQ)
applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV :
Min. 0.5-inch ISO or Min. 1-inch ISO | DensDeck Prime installed with UltraPly TPO Membrane Adhesive V )
R-A-6 Sg:/%?tgfnug:f;gsgf CG installed with 1.S.0. Stick applied I.S.0. Stick applied in ribbons - (Li%n359)
in ribbons spaced 12-inch o.c spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV :
Smooth or Mineral Min. 0.5-inch ISO or Min. 1-inch ISO Min 0.5-inch 1ISO HD installed UltraPly TPO Membrane Adhesive V 135
R-A-7 Surfaced BUR over CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied - (Lim. 9)
Concrete Deck applied in ribbons spaced 12-inch o.c | in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV :
Smooth or Mineral Min. 0.5-inch ISO or Min. 1-inch ISO Min 0.5-inch 1ISO HD installed UltraPly TPO Membrane Adhesive V 135
R-A-8 Surfaced BUR over CG installed with 1.S.0. Stick applied with 1.S.0. Stick applied in - (Lim. 9)
Concrete Deck in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV :
Smooth Surfaced BUR Min. 1-inch ISO CG installed with UltraPly TPO Membrane Adhesive V 2025
R-A-9 over Concrete Deck I.S.0. Twin Pack applied in ribbons - - (Lim. 9)
spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV :
. . . . OPTIONAL UltraPly TPO or .
- - Memb Adh |
Smooth Surfaced BUR Min. 0.5-inch ISO or Min. 1-inch ISO |y 6 5 inch 1SO HD installed UltraPly TPO FA embrane Adhesive -202.5
R-A-10 CG installed with 1.S.0. Twin Pack . - . -
over Concrete Deck applied in ribbons spaced 12-inch 0.c with 1.S.0. Twin Pack applied UltraPly TPO SA Self-adhered (Lim. 9)
: in ribbons spaced 12-inch o.c (HVHZ ONLY) efi-adhere

ABE12002.23

FL15894-R23

Page 45 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with All Layers Adhered
Sy’\it)em Existing Roof Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
. . . . L ) UltraPly TPO or .
- - Membrane Adhesive IV
Smooth Surfaced BUR Min. _0.5 inch IS_O or Min. 1 |_nch ISO DensDeck Prlme |nsta||_ed Wlth UltraPly TPO FA 2025
R-A-11 over Concrete Deck CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in UltraPly TPO SA (Lim. 9)
applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c = '
pp p p (HVHZ ONLY) Self-adhered
Min. 0.5-inch ISO or Min. 1-inch 1ISO | Min. 7/16-inch OSB installed UltraPly TPO Membrane Adhesive Il | -2025
Smooth Surfaced BUR ; . ; ; k ; (Lim.9;
R-A-12 over Concrete Deck CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied Non-
applied in ribbons spaced 12-inch o.c in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive | HVHZ)
Smooth or Mineral Min. 0.5-inch ISO or Min. 1-inch ISO Min 0.5-inch ISO HD installed UltraPlv TPO or 295
R-A-13 Surfaced BUR over CG installed with 1.S.0. Stick applied with 1.S.0. Stick applied in UItraPIyTPO EA Membrane Adhesive | (Lim. 9)
Concrete Deck in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c y '
. Min. 0.5-inch ISO or Min. 1-inch ISO Min 0.5-inch ISO HD installed
R-A-14 Mécz:aégﬁézf:%sgf CG installed with 1.S.0. Twin Pack with I.S.0. Twin Pack applied &L&fglygﬁg ISIA Membrane Adhesive | (L-if'nsz)
applied in ribbons spaced 12-inch o.c in ribbons spaced 12-inch o.c y '
UltraPly TPO Membrane Adhesive V
Smooth Surfaced BUR Min. 1-|nch 1SO CG |n_sta]|ed with UltraPly TPO FA Membrane Adhesive IV -247.5
R-A-15 over Concrete Deck 1.S.0. Stick applied in ribbons - (Lim. 9)
spaced 12-inch o.c UltraPly TPO SA Self-adhered '
(HVHZ ONLY)
. . . ) UltraPly TPO or .
- Membrane Adhesive IV
Smooth Surfaced BUR Mln.‘l inch I‘SO_lns‘taIIed with I.S.0. UltraPly TPO FA 2475
R-A-16 Stick applied in ribbons spaced - -
over Concrete Deck 12-inch o.c UltraPly TPO SA Self-adhered (Lim. 9)
' (HVHZ ONLY) eli-adhere
Mineral Surfaced BUR Min. 1-inch ISO CG installed with UltraPly TPO Membrane Adhesive V 2475
R-A-17 C te Deck 1.S.0. Twin Pack or 1.S.0. Stick - - Lim. 9
over Loncrete Dec applied in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive IV (Lim. 9)
Fully adhered in UltraPly
. . . . L ) UltraPly TPO or Bonding Adhesive, Single
Mineral Surfaced BUR Min. _O.5-|nch IS_O or Min. l-|_nch I1ISO DensDeck _ane mstallgd v_wth UltraPly TPO FA Ply LVOC Bonding 2475
R-A-18 CG installed with 1.S.0. Twin Pack 1.S.0. Twin Pack applied in . :
over Concrete Deck e X : ; Adhesive, or JBSA (Lim. 9)
applied in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c
UltraPly TPO SA Self-adhered
(HVHZ ONLY)
. . . . . . UltraPly Bonding
R-A-19 Mineral Surfaced BUR (l\:/l(? |nost5a I'Ir;éhv\lliho Iosr gmslt:iLc_II(nnglﬁeod ?gnéDgglélf gir;:)e"érésitr?lfbdbgvrl]tg UltraPly TPO or Adhesive, Single Ply -247.5
over Concrete Deck in ribbons spaced 12-inch 0.c spaced 12-inch 0. UltraPly TPO FA LvVOC B%rrloyggé:dheswe, (Lim. 9)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with All Layers Adhered
Sy’\it)em Existing Roof Base Insulation Top Insulation Membrane Membrane Attachment 'EApiF))
Smooth or Mineral Mln._ 0.5-inch I_SO or Min. :_L-lnch I$O DensDec_k Prlme_ |ns_ta||_ed with UltraPly TPO SA 2475
R-A-20 Surfaced BUR over CG installed with 1.S.0. Stick applied I.S.0. Stick applied in ribbons (HVHZ ONLY) Self-adhered (Lim. 9)
Concrete Deck in ribbons spaced 12-inch o.c spaced 12-inch o.c '
Min. 0.5-inch ISO or Min. 1-inch ISO DensDeck Prime installed with
R-A-21 Smooth Surfaced BUR CG installed with 1.S.0. Stick applied I.S.0. Stick applied in ribbons UltraPly TPO or Membrane Adhesive IV ~241.5
over Concrete Deck S ) ) UltraPly TPO FA (Lim. 9)
in ribbons spaced 12-inch o.c spaced 12-inch o.c
UltraPly Bonding
Min. 0.5-inch ISO or Min. 1-inch ISO | Min 0.5-inch ISO HD installed UltraPly TPO Adhesive or Single Ply
R-A-22 | Smooth Surfaced BUR | oalingialied with 1.5.0. Stick applied | with 1.5.0. Stick applied in LVOC Bonding Adhesive | -247->
over Concrete Deck S . . b (Lim. 9)
in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c UltraPly TPO SA Self-adhered
(HVHZ ONLY) eli-adhere
Mineral Surfaced BUR Min. 0.5-inch ISO or Min. 1-inch ISO Min. 7/16-inch OSB installed UltraPly TPO Membrane Adhesive I (L2|:17g
R-A-23 over Concrete Deck CG installed with 1.S.0. Twin Pack with 1.S.0. Twin Pack applied Noﬁ- ’
applied in ribbons spaced 12-inch o.c in ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive | HVHZ)
Mineral Surfaced BUR Min. 0.5-inch ISO or Min. 1-inch ISO Min. 7/16-inch OSB installed UltraPly TPO Membrane Adhesive Il (L2|3173
R-A-24 over Concrete Deck CG installed with 1.S.0. Stick applied with 1.S.0. Stick applied in Noﬁ- ’
in ribbons spaced 12-inch o.c ribbons spaced 12-inch o.c UltraPly TPO FA Membrane Adhesive | HVHZ)
. Min. 1.0-inch ISO CG installed with
RA2s | Mnera Suraced BUR 1.S.0. Twin Pack or I.S.0. Stick - irarly ThO o Membrane Adhesive IV (L'ifn‘%g)
applied in ribbons spaced 12-inch o.c y '
. Min. 1.0-inch I1SO installed with 1.S.0.
Mineral Surfaced BUR : S UltraPly TPO or . -255
R-A-26 over Concrete Deck Twin Pack apip)zli?r?cgl;gbons spaced - UltraPly TPO FA Membrane Adhesive IV (Lim. 9)
. Min. 0.5-inch I1SO installed with 1.S.0.
Mineral Surfaced BUR . CT UltraPly TPO or . -255
R-A-27 over Concrete Deck Stick applied |irr1‘cr|hbgocns spaced 12- - UltraPly TPO FA Membrane Adhesive IV (Lim. 9)
. Min. 1-inch ISO or ISO CG installed
Mineral Surfaced BUR . . o UltraPly TPO SA -262.5
R-A-28 with 1.S.0. Twin Pack applied in - Self-adhered :
over Concrete Deck ribbons spaced 12-inch o.c (HVHZ ONLY) (Lim. 9)
o . . OPTIONAL . .
Ao | Mineral Surfaced BUR | |\ Tneh 18O CG InstalecMih iy g 5.inch ISO HD installed | UtraPly Troor | SINgle PV LVOC Bonding 1+ o6, 5
over Concrete Deck =0 pp with 1.S.0. Twin Pack applied UltraPly TPO FA ! APy (Lim. 9)
spaced 12-inch o.c — . Bonding Adhesive
in ribbons spaced 12-inch o.c
. Min. 0.5-inch ISO or Min. 1-inch ISO DensDeck Prime installed with . .
R-A-30 | Mineral Surfaced BUR | ~tcoiied with 1.5.0. Stick applied | 1.S.0. Stick applied in ribbons UltraPly TPO or Single Ply LVOC Bonding [ -262.5
over Concrete Deck L ) ) UltraPly TPO FA Adhesive 1168 (Lim. 9)
in ribbons spaced 12-inch o.c spaced 12-inch o.c
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

Recover Assemblies with All Layers Adhered

System
No.

Existing Roof

Base Insulation

Top Insulation

R-A-31

Mineral Surfaced BUR
over Concrete Deck

Min. 0.5-inch ISO or Min. 1-inch ISO
CG installed with 1.S.0. Twin Pack
applied in ribbons spaced 12-inch o.c

DensDeck Prime installed with
1.S.0. Twin Pack applied in
ribbons spaced 12-inch o.c

R-A-32

Mineral Surfaced BUR
over Concrete Deck

Min. 0.5-inch ISO or Min. 1-inch ISO
CG installed with 1.S.0. Twin Pack
applied in ribbons spaced 12-inch o.c

Min 0.5-inch ISO HD installed
with 1.S.0. Twin Pack applied
in ribbons spaced 12-inch o.c

R-A-33

Mineral Surfaced BUR
over Concrete Deck

Min. 0.5-inch ISO or Min. 1-inch ISO
CG installed with 1.S.0. Stick applied
in ribbons spaced 12-inch o.c

Min 0.5-inch ISO HD installed
with 1.S.0. Stick applied in
ribbons spaced 12-inch o.c

R-A-34

Built-Up Roofing over
Concrete Deck

R-A-35

Mineral Surfaced BUR
over Concrete Deck

Min. 0.5-inch ISO installed with I.S.0.
Stick applied in ribbons spaced 12-
inch o.c

R-A-36

Mineral Surfaced BUR
over Concrete Deck

Min. 1-inch ISO CG installed with
1.S.0. Stick applied in ribbons
spaced 12-inch o.c

R-A-37

Mineral Surfaced BUR
over Concrete Deck

Min. 1-inch ISO CG installed with
1.S.0. Stick applied in ribbons
spaced 12-inch o.c

OPTIONAL
Min 0.5-inch ISO HD installed
with 1.S.0. Stick applied in
ribbons spaced 12-inch o.c

R-A-38

Mineral Surfaced BUR
over Concrete Deck

Min. 0.5-inch ISO installed with 1.S.0.
Stick applied in ribbons spaced 12-
inch o.c

Min 0.5-inch ISO HD installed
with 1.S.0. Stick applied in
ribbons spaced 12-inch o.c

R-A-39

Granule Surfaced SBS
Modified Roofing over
Concrete Deck

R-A-40

Granule Surfaced APP
Modified Roofing over
Concrete Deck

APPENDIX B
Membrane Membrane Attachment LIP1E
(psf)
UltraPly TPO or Single Ply LVOC Bonding -262.5
UltraPly TPO FA Adhesive 1168 (Lim. 9)
UltraPly Bonding
UltraPly TPO or ; :
Adhesive or Single Ply
UltraPly TPO FA LVOC Bonding Adhesive ('inﬁ]z'g)
UltraPly TPO SA '
(HVHZ ONLY) Self-adhered
UltraPly TPO or UltraPly Bonding
UltraPly TPO FA Adhesive -300
UltraPly TPO SA (Lim. 9)
(HVHZ ONLY) Self-adhered
1.S.0. Spray R ribbon -360
UltraPly TPO XR adhered 4-inch o.c. (Lim. 9)
UltraPly TPO SA -337.5
(HVHZ ONLY) Self-adhered (Lim. 9)
UltraPly TPO SA -352.5
(HVHZ ONLY) Self-adhered (Lim. 9)
Single Ply LVOC Bonding )
Ll]JIIttr?PPIIJTTPPg ;’/; Adhesive or UltraPly (L:?rsnzg)
Bonding Adhesive '
Single Ply LVOC Bonding
UltraPly TPO or ? -352.5
Adhesive or UltraPly ;
UltraPly TPO FA Bonding Adhesive (Lim. 9)
UltraPly T(':ro XR 115 XR-S ribbon adhered -392.5
UltraPly TPO XR 135 12-inch o.c. (Lim. 9)
UltraPly T(I:rO XR 115 XR-S ribbon adhered -422.5
UltraPly TPO XR 135 12-inch o.c. (Lim. 9)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with Adhered Membranes
System : Insulation or Insulation or Base Coverboard Membrane MDP
No. Dz I Base Attachment CoEiogeaT) Attachment AT Attachment (psf)
Trufast Twin Loc-Nail
Batten Fastener with
min. 1.8” penetration )
SBS Poly . into gypsum deck and 1.S.0. Spray R ribbon 30
Torch Base; Trufast Twin Loc Coiled adhered 33.4-inch o.c. (wim. 7:
R-AM-1 Gypsum Deck 6-inch wide - - UltraPly TPO XR | over base sheet torched s
Batten Bar fastened 6- ) ) . Non-
torch adhered inch | h side laps; HA; HVHZ
side laps inch o.c. along the PermaMop )
batten bar within the
33.4-inch o.c. spaced,
torched side laps
Two Piece Impact Nail UltraPly TPO Membrane Adhesive V
. . with min. 1.8”
Min. 420 psi Celcore MF Channel P .
with HS Rheology LWIC | Venting Base gggs;gg%rjirl:ltr? (I)_\(/:VI;:t Min. 1-inch I.SR.ori.bﬁg;\ay UltraPly TPO FA | Membrane Adhesive IV (I_-i3n71-57'
R-AM-2 over Steel Deck or SBS Base; . R ISO or s
. ) the lap and 9-inch o.c. in adhered Non-
(G33, PW, L6, S18) Min. 3.5-inch two equally spaced ISO CG 12-inch o.c UltraPly TPO Self-adhered HVHZ)
or Concrete Deck wide side laps o e FSA
staggered rows in the
field of the roll 1.S.0. Spray R ribbon
UltraPly TPO XR adhered 12-inch o.c.
UltraPly TPO Membrane Adhesive V
Two Piece Impact Nail UltraPly TPO FA | Membrane Adhesive IV
: : with min. 1.8” UltraPly TPO
Min. 310 psi Celcore MF S Self-adhered
with HS Rpheology LWIC SBS Base penetration into LWIC _ I.S.Q. Spray FSA
R-AM-3 over Steel Deck Min. 3.4-inch attached 12-|nc_h o.c. at 0.5-inch R ribbons UltraPly TPO SA Self-Adhered _—45
(G33, P, L6, S18) wide side laps t_he lap and 12-inch o.c. ISO s_paced (HVHZ ONLY) (Lim. 7)
o in two equally spaced, 12-inch o.c.
or Concrete Deck . XR-S, TJ-R, orl.S.0.
staggered rows in the Spray R ribbons spaced
field of the roll UltraPly TPO XR 12-inch o.c.: JBSA or
TJ-S
Two Piece Impact Nail
with min. 1.8”
SBS penetration into CWF .
. 1.S.0. Spray R ribbon
. . PolyBase attached 12-inch o.c. at . . -52.5
R-AM-4 Min. 3-inch CWF Deck Min. 3.4-inch the lap and 12-inch o.c. - - UltraPly TPO XR a?*h:.r%cri éz;lr:g?ﬂcc)).c., (Lim. 7)
wide side laps in two equally spaced, ' P
staggered rows in the
field of the roll
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with Adhered Membranes
System : Insulation or Insulation or Base Coverboard Membrane MDP
No. el Base Attachment GO Attachment N Attachment (psf)
UltraPly TPO Membrane Adhesive V
Two Piece Impact Nail UltraPly TPO FA | Membrane Adhesive IV
. . with min. 1.8” UltraPly TPO
Min. 382 psi Celcore MF A Self-adhered
with HS R?heology LWIC SBS Base penetratlon_lnto LWIC I.S.Q. Spray FSA
R-AM-5 over Steel Deck Min. 3.4-inch | uached 7-inchoc.at | gpcypock | RMBbONS — f yitraPly TPO SA Self-Adhered 675
(G33, P, L6, S18) wide side laps the lap and 7-inch o.c. in spaced 12- (HVHZ ONLY) (Lim. 7)
or Concrete Deck two equally spa_ced, inch o.c. I.S.0. Spray R or TJ-R
staggered rows in the ribbon adhered 12-inch
field of the roll UltraPly TPO XR 0.c.. HA; PermaMop;
XR-BA; JBSA or TJ-S
Two Piece Impact Nail
Min. 360 psi Celcore MF Channel Vey::gtgltinc;r:igto
with HS Rheology LWIC . P - 1.S.0. Spray R ribbon
Venting Base attached 7-inch o.c. at -75
R-AM-6 over Steel Deck Mi . . R - - UltraPly TPO XR adhered 12-inch o.c.; .
in. 3.4-inch | the lap and 7-inch o.c. in . (Lim. 7)
(G33, P, L6, S18) ide side | I d HA; or PermaMop
or Concrete Deck wide side laps two equally spaced,
staggered rows in the
field of the roll
Mechanically Fastened Recover Assemblies
. Insulation or
SR Deck Detail ST Base Coverboard CoE e Membrane Membrane Attachment i
No. or Base Attachment (psf)
Attachment
. . -30
. . L UltraPly QuickSeam R.M.A Strip attached 8-ft : .
R-M-1 Wood Deck Min. 0.5—‘|nch Preliminarily - - UltraPly TPO o.c. and secured with All Purpose Fasteners 6- Lim. 7,
(T15/32, L24, N6) Insulation Secured : . Non-
inch o.c. through the Polymer Batten Strip
HVHZ)
Steel Deck iminaril ltraPl hed in-| inch ith L'-30 7.
R-M-2 (G33, L6, S24) OPTIOI_\IAL Preliminarily ) ) U tra_le TI_DO Attached in- ap 12-inch o.c. witl HD_ Fasteners & | (Lim. 7,
or Con’cret’e Deck Insulation Secured (120-inch wide) Plates; Side laps spaced 114-inch o.c. Non-
HVHZ)
R-M-3 Steel Deck OPTIONAL | Preliminarily ) ) UltraPly TPO Attached in-lap 12-inch o.c. with HD Plus -45
(G33, P, L6) Insulation Secured (96-inch wide) Fasteners & Plates; Fastener rows 90-inch o.c. (Lim.7)
I Steel Deck | OPTIONAL | Preliminarily ] ] UltraPly TPO Atiached in-lap 12-nch o.c. with 45
(G80, F1, L6, S24) | Insulation Secured (120-inch wide) Fastener rows 114-inch o.c. (Lim. 7)
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Recover Assemblies
. Insulation or
Sy’\it)em Deck Detail Ir(])sruEI,e;téc;n Base Coverboard itot\;i:wbrg::w(tj Membrane Membrane Attachment Iz/lsz))
’ Attachment P
R-M-5 Steel Deck OPTIONAL | Preliminarily ) ) UltraPly TPO | Attached in-lap 12-inch o.c. with HD Fasteners & -45
(G80, F1, L6, S24) | Insulation Secured (96-inch wide) Plates; Fastener rows 90-inch o.c. (Lim.7
R-M-6 Wood Deck DensDeck or | Preliminarily ) ) U'}f:gpfo{-];:g Attached in-lap 5-inch o.c. with HD Fasteners & -45
(T19/32, L24, N6) | SECUROCK Secured YT Plates; Fastener rows 114-inch o.c. (Lim. 7)
(120-inch wide)
Min. 200 psi LWIC . Preliminarily UltraPly TPO Attached in-lap 6-inch o.c. with HD Fasteners & -45
R-M-7 over Steel Deck Insulation Secured ) ) (120-inch wide) Plates; Fastener rows 114-inch o.c (Lim. 7)
(G33, P, L5, S12) ; .C. .
Min. 300 psi LWIC . Preliminarily UltraPly TPO Attached in-lap 6-inch o.c. with HD Fasteners & -52.5
R-M-8 over Steel Deck Insulation Secured ) ) (120-inch wide) Plates; Fastener rows 114-inch o.c (Lim. 7)
(G33, F1, L5, S12) ; .C. )
Steel Deck T . . .
OPTIONAL | Preliminarily UltraPly TPO Attached in-lap 6-inch o.c. with HD Fasteners & -52.5
R-M-9 | (G8O, FL, L6, S24) | 7\ 1ovion Secured ) ) (148-inch wide) Plates; Fastener rows 142-inch o.c (Lim. 7)
or Concrete Deck ’ e '
R-M-10 Steel Deck OPTIONAL | Preliminarily ) ) UltraPly TPO Attached in-lap 6-inch o.c. with HD Plus -60
(G33, F1, L6, S24) Insulation Secured (148-inch wide) | Fasteners & Plates; Fastener rows 142-inch o.c. | (Lim. 7)
Steel Deck Lo Attached in-lap 6-inch o.c. with HD Fasteners &
R-M-11 | (G33, P, L6, 524) OIESTJSE‘OAHL Prgg’;‘&?gé"y - - (ggfﬁ]'zlﬁ’\;zg) Plates; Fastener rows 89-inch o.c.; 7-inch wide (Li'rf]o 7
or Concrete Deck side laps )
Steel Deck Min. 60 mil
R-M-12 (G33, P, L6, OPTIONAL Preliminarily ) ) Ultrabl PO Attached in-lap 6-inch o.c. with HD Fasteners & -60
S12W) or Insulation Secured (120—inc)r/1 wide) Plates; Fastener rows 114-inch o.c. (Lim. 7)
Concrete Deck
Steel Deck T . : .
OPTIONAL | Preliminarily UltraPly TPO Attached in-lap 6-inch o.c. with HD Plus -67.5
R-M-13 | (G33, FL, L6, S24) | "oy ation Secured ) ) (120-inch wide) | Fasteners & Plates; Fastener rows 114-inch o.c. | (Lim. 7)
or Concrete Deck ' o '
SteelDeck | oprioNAL | Preliminarily UltraPly TPO Attached in-lap 6-inch o.c. with HD Plus 67.5
R-M-14 (Gs3, P, L6) or Insulation Secured ) ) (120-inch wide) | Fasteners & Plates; Fastener rows 114-inch o.c. | (Lim. 7)
Concrete Deck ' o '
Steel Deck Heavy Duty Fasteners and 0.75" Polymer Batten
OPTIONAL | Preliminarily UltraPly TPO Strips centered in-lap and fastened 6-inch o.c.; -82.5
R-M-15 | (G80, F2, L6, S24) ) - - ; . h o : X ;
Insulation Secured (74-inch wide) | Fastener rows 68-inch o.c.; Min. 5-inch wide heat | (Lim. 7)
or Concrete Deck .
weld encapsulating plates and fasteners
Min. 300 psi LWIC HD Fasteners & Plates through-fastened 6-
L over Steel Deck OPTIONAL | Preliminarily ) ) inches o.c in 5-inch wide inverted strips of TPO -90
RM-16 | (533 p, 15 518) | Insulation Secured UltrpPly TPO XR | "7y R spaced 6-ft o.c.; 1.S.0. Spray R ribbon (Lim. 7)
or Concrete Deck adhered to each base strip
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Recover Assemblies
. Insulation or
S Deck Detail Ly Base Coverboard CEEEa) Membrane Membrane Attachment LIP1E
No. or Base Attachment (psf)
Attachment
Heavy Duty Plus Fasteners and 0.75" Polymer
Batten Strips centered in-lap and fastened 6-inch
Steel Deck o.c.; Intermediate row in field of sheet with
R-M-17 | (G80, F2, L6, S24) OPTIONAL | Preliminarily ) ) UltraPly TPO fasteners 6-inch o.c.; Fastener rows spaced 71- -135
o Insulation Secured (148-inch wide) inch o.c.; Min. 5-inch wide heat weld (Lim. 7)
or Concrete Deck . i .
encapsulating plates and fasteners in-lap; 5-
inch wide UltraPly TPO cover strip heat welded
1.5-inch wide on either side of battens in field row
Induction Welded Recover Assemblies
SyNsLem Existing Roof Insulation Insulation Attachment Membrane Membrane Attachment 'Eg[s)g
-30
Wood Deck DensDeck or InvisiWeld fastened at a rate of 6 per Induction welded to Invisiweld (Lim. 7;
RW-1 (T19/32, L24) SECUROCK 41t. x 8 ft. board UltraPly TPO plates Non-
HVHZ)
Nllr?;(ijlg-tligzh InvisiWeld fastened at a rate of 6 per -45
4 ft. x 8 ft. board; Plate pattern offset Induction welded to Invisiweld (Lim. 7;
R-W-2 Steel Deck or Concrete Deck (length _shall be 12-inches from each adjacent row of UltraPly TPO plates Non-
perpendicular to . -
: insulation boards HVHZ)
deck ribs)
Steel Deck . . -,
R-W-3 (G33, P, L6, S24) Insulation InvisiWeld fastened at a rate of 8 per UltraPly TPO Induction welded to Invisiweld _—45
4 ft. x 8 ft. board plates (Lim.7)
or Concrete Deck
. . Min. 1-inch ISO fill Secured to purlins with UltraPly TPO
EX|st|ng_metaI TOOf having 0.25 layer with Min. 0.25- Invisiweld Plates and Purlin Induction welded to Invisiweld -52.5
R-W-4 to 3/16-inch thick steel purlins inch |ati d 6-inch . UltraPly TPO | Lim. 7
at max. 10 ft. o.c inch Insulation over [ Fasteners spaced max. 6-inch o.c. in plates (Lim. 7)
’ T fill max. 10 ft. fastener rows
Wood Deck DensDeck or InvisiWeld fastened at a rate of 8 per Induction welded to Invisiweld -52.5
R-W-5 (T19/32, L24) SECUROCK 41t. x 8 ft. board UltraPly TPO plates (Lim. 9)
R-W-6 Wood Deck DensDeck or InvisiWeld fastened at a rate of 12 UltraPlv TPO Induction welded to Invisiweld -52.5
(T19/32, L24, N6) SECUROCK per 4 ft. x 8 ft. board y plates (Lim. 7)
Steel Deck Nllr?;(ulgt:rc‘)(r:\h InvisiWeld fastened at a rate of 8 per
4 ft. x 8 ft. board; Plate pattern offset Induction welded to Invisiweld -60
R-W-7 (G33, F1, L6, S30) (length shall be . ; UltraPly TPO .
- 12-inches from each adjacent row of plates (Lim. 7)
or Concrete Deck perpendicular to insulation board
deck ribs) insulation boards
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Recover Assemblies
Sy’\it)em Existing Roof Insulation Insulation Attachment Membrane Membrane Attachment 'Eggg
Steel Deck Nllr?;(ulgtzgah InvisiWeld fastened at a rate of 12
R-W-8 (G33, F1, L6, S30) (length shall be per 4 ft. X 8 ft. board; Plate pattern UltraPly TPO Induction welded to Invisiweld '-75
- offset 12-inches from each adjacent plates (Lim. 7)
or Concrete Deck perpendicular to B .
. row of insulation boards
deck ribs)
R-W-9 (G32te§l II_DG?ClS(24) Min. 0.5-inch InvisiWeld fastened at a rate of 12 UltraPlv TPO Induction welded to Invisiweld -75
ro Insulation per 4 ft. x 8 ft. board (Alt. Pattern) Y plates (Lim. 7)
or Concrete Deck
Wood Deck Invisiweld secured max. 96-inch
(T7/16, L24, N6) o.c. through deck into wood
' : - N rafters/trusses a min. of 2-inch -75
R-W-10 (osir?;t%ﬁgﬁda;odr ﬁé@tlng DensDeck Preliminarily Secured UltraPly TPO prior to membrane installation; Lim. 7)
construction in Non-HVHZ) Membrane Induction welded to
InvisiWeld plates
Existing metal roof attached to SFS Purlin Fastener and UltraPly Induction welded to Invisiweld-S -90
R-W-11 min. 16 ga, purlins spaced 5-ft Insulation TPO Invisiweld-S Plates fastened 6- UltraPly TPO lates wLim. 7)
0.C. inch o.c. in rows 5-ft o.c. P ’
Steel Deck Nllr?;(uliatzgzh InvisiWeld fastened at a rate of 16
er 4 ft. x 8 ft. board; Plate pattern Induction welded to Invisiweld -105
R-W-12 (G33, F2, L6, S30) (length shall be P $ ’ ‘ UltraPly TPO ;
or Concrete Deck perpendicular to offset 12 mches from each adjacent plates (Lim. 7)
: row of insulation boards
deck ribs)
Assemblies with All Layers Adhered over Steel Deck (New or Existing)
System Deck Vapor Barrier Base Base Top Top Membrane Membrane MDP
No. Detail P Insulation Insulation Insulation Attachment Attachment (psf)
UltraPly TPO Membrane Adhesive V
Insulation -37.5
S-A-1 G33 L6 V-Force Vapor Min. 1.5-inch Adhesive X; ) ) ] (Lim. 9;
’ Barrier Membrane ISO Ribbons spaced UltraPly TPO FA Membrane Adhesive IV Non-
12-inch o.c. HVHZ)
VltraPly TPO Self-adhered
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Steel Deck (New or Existing)
System Deck Vapor Barrier Base Base Top Top Membrane Membrane MDP
No. Detail P Insulation Insulation Insulation Attachment Attachment (psf)
Insulation UltraPly TPO or . .45
. . - Membrane Adhesive IV .
V-Force Vapor Min. 1.5-inch Adhesive X; UltraPly TPO FA (Lim. 9;
S-A-2 G33, L5 . . - -
Barrier Membrane ISO Ribbons spaced UltraPly TPO Non-
12-inch o.c. . FSA Self-adhered HIVHZ)
BASEGARD over UltraPly TPO or .
Min. 0.5-inch UtraPly TPO Fa | Membrane Adnesve v |
DensDeck Prime . . . .
S-A3 G33, L5 attached with Min. 0.5-inch ASTM D 312 ) ) (Lim. 9;
. 1ISO Type IV Asphalt UltraPly TPO Non-
I.S.0. Stick FSA Self-adhered HVHZ)
Ribbons spaced
12-inch o.c.
Insulation UltraPly TPO or . 45
. . . Membrane Adhesive IV )
- Min. 1.5-inch Adhesive X; UltraPly TPO FA (Lim. 9;
S-A-4 G33, L5 . - -
ISO Ribbons spaced UltraPly TPO Non-
12-inch o.c. EFSA Self-adhered HVHZ)
V-Force Vapor UltraPly TPO Membrane Adhesive V
Barrier Membrane UltraPly TPO
over 0.5-inch 1.5.0. Spray R or .S.0. Spray R FSA Self-adhered -45
S-A5 G33, L5 DensDeck_Prlme Min. 0.5-inch Twin Jet spaced DengDeck or Twin Jet XR-S, TJ-R, orl.S.0. (Lim. 9;
secured with AP ISO 12-i Prime spaced 12-inch s R ribb dhered Non-
-inch o.c. pray R ribbon adhere
Fasteners & o.c. UltraPly TPO XR 12-incho.c;; HVHZ)
Plates at 8 per 4 HA; PermaMop; XR-BA;
ft. x 8 ft. board JBSA or TJ-S
1.S.0. Twin Pack UltraPly TPO or -
Insulation UltraPly TPO FA Membrane Adhesive IV
G33, L6, V-Force Vapor Min. 2-inch Adhesive or UltraPly TPO -60
S-A6 P,S24 | Barrier Membrane ISO Twin Jet; ; - FSA Self-adhered (Lim. 9)
Ribbons spaced UltraPly TPO SA
6-inch o.c (HVH% ONLY) Self-adhered
UltraPly TPO or .
Insulation UltraPly TPO FA Membrane Adhesive IV
G33, L6, Min. 2-inch Adhesive 1V; UltraPly TPO -75
S-AT P, S24 - 1SO Ribbons spaced : - FSA Self-adhered (Lim. 9)
6-inch o.c. UltraPly TPO SA
(HVHZ ONLY) Self-adhered
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
Min. Preliminarily 0.5-inch AP Fasteners & Plates UltraPly TPO FSA Self-adhered (Li-rio 7
S-AM-1 G33 0.5-inch Secured or secured | o % o secured XR-S, TJ-R, orl.S.0. Spray Nor
Insulation with top layer 10 per 4 ft. x 8 ft. board R ribbon adhered 12-inch
UltraPly TPO XR 0.c.; HVHZ)
HA; PermaMop; XR-BA,
JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
Lo : -30
UltraPly TPO FA Memb Adh \%
Min. 0 5-inch Preliminarily 3/8-inch HD Fasteners & Plates rarly embrane esive (Lim. 7;
S-AM-2 G33 Insulation Secured or secured SECUROCK secured UltraPly TPO FSA Self-adhered Non-
with top layer 8 per 4 ft x 8 ft board UlraPly PO XR HA; PermaMop; XR-BA; HVHZ)
Y JBSA or TJ-S
Preliminarily HD Fasteners & Plates 875
S-AM-3 G33, P, Min. 0.5-inch Secured or secured SBS PolyBase secured 12-inch o.c. in UltraPly TPO XR ) I.S.0. Spray R (Lim. 7;
L6, S24 ISO . » ribbon adhered 12-inch o.c. Non-
with top layer the 3-3/8” welded lap HVHZ)
0 gmlr:]ch V-Force Vapor UltraPly TPO or Membrane Adhesive IV
: Barrier 1.S.0. Twin Pack UltraPly TPO FA -37.5
DensDeck AP Fasteners & Membrane self- Insulation Adhesive or (Lim. 7;
S-AM-4 G33 prigzré]svith pIZIraAtreff ieg t;tregolaf 4 | @dhered under Twin Jet; Ribbons Non-
SA-WB ' ' Min. 1.5-inch spaced 12-inch o.c. UltraPly TPO FSA Self-adhered HVHZ)
Primer ISO
Lo h . AP Fasteners & Plates UltraPly TPO or . -37.5
G33, L6, OPTIONAL Preliminarily Min. 2-inch secured UltraPly TPO FA Membrane Adhesive | wLim. 7:
S-AM-5 ) Secured or secured ISO, ISO HD-C
F2,S24 Insulation with top laver or ISO CG 12 per 4 ft. x 8 ft. board Non-
p lay (Alt. Pattern 2) UltraPly TPO FSA Self-adhered HVHZ)
Min.
: V-Force Vapor UltraPly TPO or .
0.5-inch Barrier 1.S.0. Stick UltraPly TPO FA Membrane Adhesive IV -45
DensDeck AP Fasteners & . ) ) .
> Membrane self- or Twin Jet; (Lim. 7;
S-AM-6 G33 Prime Plates secured 12 .
primed with | per 4 ft. x 8 ft. board | 2dhered under Ribbons spaced nor
Min. 1.5-inch 12-inch o.c. UltraPly TPO FSA Self-adhered HVHZ)
SA-WB
. ISO
Primer
R UltraPly TPO or . -45
Min 1-inch Preliminarily Min. 0.5-inch AP Fasteners & Plates UltraPly TPO FA Membrane Adhesive IV wLim. 7:
S-AM-7 G33 ; Secured or secured secured
Insulation . SECUROCK Non-
with top layer 8 per 4 ft. x 8 ft. board | UltraPly TPO FSA Self-adhered HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation Vo IRETEen Ve IMENEITer @y MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment P
AP Fasteners & Plates
Min. Preliminarily SIQASBBiiSee’or secured 12-inch o.c. at (Li-ris 7
S-AM-8 G33, L5 0.5-inch Secured or secured ' the lap and 12-inch UltraPly TPO XR HA or PermaMop s
- . Channel Venting . Non-
Insulation with top layer o.c. in two staggered,
Base h ; HVHZ)
intermediate rows
AP Fasteners & Plates
Min. Preliminarily SBS Base secured 12-inch o.c. at Rib)t()lifs (S)r ;(:Sédo'lg.?[)az Rand (Li-:qs 7.
S-AM-9 G33, L5 0.5-inch Secured or secured 3.4-inch side the lap and 12-inch UltraPly TPO XR | sP | h. | s
Insulation with top layer laps o0.c. in two staggered ocated directly over the base Non-
o ; ! sheet fastener rows HVHZ)
intermediate rows
iminari UltraPly TPO Membrane Adhesive V
G33, P, OPTIONAL Preliminarily AP Fasteners & Plates y : 45
S-AM-10 [+ "6 g0 Insulation Secu_rﬁol or Isecured SECUROCK 18 ;?tcurgit board UltraPly TPO FA Membrane Adhesive IV (Lim. 7)
with top layer pera it x et board ™ i 2Ply TPO FSA Self-adhered
UltraPly TPO Membrane Adhesive V
Min. Preliminarily Min. 0.5-inch AP Fasteners & Plates | UltraPly TPO FA Membrane Adhesive IV (Li-:qS 7:
S-AM-11 G33 0.5-inch Secured or secured .y . secured UltraPly TPO FSA Self-adhered o
: . DensDeck Prime Non-
Insulation with top layer 12 per 4 ft. x 8 ft. board XR-S or TJ-R ribbon adhered HVHZ)
UltraPly TPO XR 6-inch o.c.; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. Preliminarily Min. 0.375-inch | AP Fasteners & Plates UltraPly TPO FSA Self-adhered (Li-:ws -
S-AM-12 G33 0.5-inch Secured or secured SECUROCK secured XR-S, TJ-R, or.S.0. Spray Non-
Insulation with top layer 8 per 4 ft. x 8 ft. board R ribbon adhered 12-inch HVHZ
UltraPly TPO XR o.c.; )
HA; PermaMop; XR-BA,
JBSA or TJ-S
XR-S, TJ-R, orl.S.0O. Spray 45
Min. Preliminarily Min. 0.5-inch AP Fasteners & Plates R ribbon adhered 12-inch wLim. 7;
S-AM-13 G33 0.5-inch Secured or secured SECUROCK secured UltraPly TPO XR o.c, Non-
Insulation with top layer 8 per 4 ft. x 8 ft. board HA; PermaMop; XR-BA; HVHZ)
JBSA or TJ-S
Ultraply TPO Membrane Adhesive V
Min. Preliminarily HD Fasteners & Plates UltraPly TPO FA Membrane Adhesive IV (Li-:qs 7.
S-AM-14 G33 0.5-inch Secured or secured SECUROCK secured 10 per 4 ft. x 8 UltraPly TPO FSA Self-adhered Noﬁ- ’
Insulation with top layer ft. board (Alt. Pattern) N LA
Utraply TPOXR | XRBA Permalop; HATor | HVHZ)
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
UltraPly TPO Membrane Adhesive Il|
Single-Ply LVOC Bonding
Min. 1.5-inch Preliminarily Min. 0.5-inch AP Fastenersa& Plates UltraPly TPO FA Adhesive or Single-Ply LVOC L_'45 7
S-AM-15 G33 . L.5-INC Secured or secured n. 9.2-IN¢ secure Bonding Adhesive 1168 (Lim. 7;
Insulation with top laver DensDeck Prime 8 per Non-
p lay 4t x 8 ft. board UltraPly TPO FSA Self-adhered HVHZ)
XR-S or TJ-R ribbon adhered
UltraPly TPO XR 4-inch o.c.; JBSA or TJ-S
UltraPly TPO Membrane Adhesive IlI
Elevate #12 Single-Ply LVOC Bonding
Min. 2-inch _I_Fa?te?g[s'v?'ldl 1.S.0 Twin Pack or UltraPly TPO FA Adhesive or Single-Ply LVOC L'-45 7.
S-AM-16 G33 'nI'SSnC rSueZ?n Plat:sa DensDeck Prime Twin Jet ribbon Bonding Adhesive 1168 ( ,\Ilrgn '
secured 8 per 4 ft. x adhered 12-inch o.c. UltraPly TPO FSA Self-adhered HVHZ)
8 ft. board XR-S or TJ-R ribbon adhered
UltraPly TPO XR 6-inch o.c.; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
AP Fasteners & Min. 1.5-inch UltraPly TPO FA Membrane Adhesive IV 45
DensDeck Insulation Plates 1SO or 1.S.0. Stick or Twin Jet UltraPly TPO FSA Self-adhered (Li-m 7
S-AM-17 G33 . secured 8 per 4 ft x Tapered ISO applied in ribbons N K s
Prime . . XR-S, TJ-R, or |.S.O. Spray Non-
8 ft board followed with ISO HD or spaced 12-inch o.c. R ribbon adhered 12-inch HVHZ)
by V-Force DensDeck Prime UltraPly TPO XR J
JBSA or TJ-S
Lo UltraPly TPO Membrane Adhesive V -45
. Preliminarily . . AP Fasteners & Plates . .
S-AM-18 Min. 24 ga. OPTIO'_\IAL Secured or secured Min. 2-inch secured UItraPIy TPO FA Membrane Adhesive IV (Lim. 7;
form deck Insulation ith | ISO or ISO CG 15 41t x 8 ft. board Non-
with top layer per 4 ft. x 8 ft. boar UltraPly TPO FSA Self-adhered HVHZ)
UltraPly TPO FSA Self-adhered
UltraPly TPO SA Self-adhered
preliminaril APE &Pl (HVHZ ONLY)
G33 P OPTIONAL reliminarily asteners ates S So.S 45
S-AM-19 | PR, Insulation Secured or secured SECUROCK secured XR-S, TJ-R, or|.S.0. Spray Lim. 7)
' with top layer 18 per 4 ft. x 8 ft. board R ribbon adhered 12-inch :
UltraPly TPO XR o.c;
HA; PermaMop; XR-BA,
JBSA or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
UltraPly TPO Membrane Adhesive V
G33, P, OPTIONAL Preliminarily Min. 2-inch AP Fasteners & Plates [ UltraPly TPO FA Membrane Adhesive IV s
S-AM-20 ) Secured or secured secured UltraPly TPO FSA Self-adhered ;
L6, S24 Insulation . ISO (Lim.7)
with top layer 12 per 4 ft. x 8 ft. board
UltraPly TPO SA Self-adhered
(HVHZ ONLY)
UltraPly TPO UltraPly Borj](gréiAdheswe or
Preliminaril AP Fasteners & Plates _
S-AM-21 G33, F1, OPTIONAL Secured or sec{Jred Min. 1-inch secured UltraPly TPO FA Membrane Adhesive IV 525
L6, S24 Insulation with top layer 1ISO CG 20 per 4 ft. x 8 ft. board UltraPly TPO FSA Self-adhered (Lim. 7)
(Alt. Pattern) UltraPly TPO SA seff-adhered
(HVHZ ONLY)
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
G33, P or OPTIONAL Preliminarily AP Fasteners & Plates UltraPly TPO FSA Self-adhered 525
S-AM-22 F1,L6, Insulation Secured or secured | DensDeck Prime secured UltraPly TPO SA (Lim. 7
S12 with top layer 18 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered :
XR-BA, PermaMop; HA;
UltraPly TPO XR IBSA or TJ-S
UltraPly TPO or .
Membrane Adhesive IV
Ga3. P OPTIONAL Preliminarily Min. 1.5-inch AP Fasteners & Plates UltraPly TPO FA 60
S-AM-23 o . Secured or secured e secured UltraPly TPO FSA Self-adhered .
L6, S12wW Insulation ] ISO (Lim.7)
with top layer 18 per 4 ft. x 8 ft. board UltraPly TPO SA Seff.adhered
(HVHZ ONLY) eli-adhere
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
iminari UltraPly TPO FSA Self-adhered
s-Am-24 | G353, P. OPTIONAL Sec't:j:glcllnc]xlrn :éltlzstljred Min. 0.5-inch o FaSts?aT:?JrrsegL pates UII?aP)I/y TPO SA — 60
L6, S24 Insulation with top layer SECUROCK 15 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered (Lim. 7)
UltraPly TPO XR XR-BA, PerT”J“:"éV'Op; HA; or
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
Min. 0 5-inch UltraPly TPO FSA Self-adhered
Min. 2-inch AP Fasteners & o Insulation Adhesive VI UltraPly TPO SA ]
S-AM-25 G33, P, ISO or Plates secured 18 ISO or ISO CG Ribbons spaced (HVH% ONLY) Self-adhered -60
L6, S24 ISO CG er 4 ft. x 8 ft. board followed by ISO 6-inch o.c (Lim. 7)
p : : HD © XR-S, TJ-R, or 1.S.0. Spray
UltraPly TPO XR R ribbon accj)hfred 12-inch
JBSA or TJ-S
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
samz | GIFL | OPTIONAL | o PEATMEIY | i osinch | AP Fesieners & Piaes | SIEE IS Seltadhered 60
L6, S24 Insulation with top layer SECUROCK 18 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered (Lim. 7)
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
UltraPly TPO or UltraPly Bonding Adhesive or
i i i UltraPly TPO FA JBSA
G33, F1, Ml_n. AP Fasteners & Min. 1.5-inch Insul_atlon Adhesive VI y 60
S-AM-27 1.5-inch Plates secured 18 ribbons spaced UltraPly TPO FSA Self-adhered .
L6, S24 ISO HD-C . (Lim. 7)
ISO per 4 ft. x 8 ft. board 12-inch o.c. UltraPly TPO SA
(HVHZ ONLY) Self-adhered
. Preliminarily . . AP Fasteners & Plates | UltraPly TPO or Membrane Adhesive IV
S-AM-28 G33, L5 '\I/rI:QU:IL;tri]c‘):: Secured or secured EAECBF?O”]C(::E secured UltraPly TPO FA (I_-i6r§-59)
with top layer 8 per 4 ft. x 8 ft. board UltraPly TPO FSA Self-adhered ’
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Min. 2-inch AP Fasteners & Insulation Adhesive VI UltraPly TPO SA )
S-AM-29 G33, P, ISO or Plates secured 18 ISO HD Ribbons spaced (HVH% ONLY) Self-adhered 67.5
L6, S24 ISO CG per 4 ft. x 8 ft. board 6-inch o.c (Lim.7)
' ’ o XR-S, TJ-R, or |.S.0O. Spray
UltraPly TPO XR R ribbon aghcen.'ed 12-inch
JBSA or TJ-S
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)

System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
) ) LLJJIIttrapPlly_:"I;g S’L Membrane Adhesive IV
G33 P Min. 2-inch AP Fasteners & Insulation Adhesive VII rarly 675
S-AM-30 L6 824 iSO Plates secured 18 SECUROCK ribbons spaced UltraPly TPO FSA Self-adhered (Lim' 7)
' er 4 ft. x 8 ft. board 6-inch o.c. _ - HA ’
p UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
i ItraPly TPO FSA If-adh
G33, P, Min. 2-inch AP Fasteners & 1.5.0. Stick UltraPly TPO FS Self-adhered 675
S-AM-31 Plates secured 18 SECUROCK Ribbons spaced UltraPly TPO SA .
L6, S24 ISO : y Self-adhered (Lim. 7)
per 4 ft. x 8 ft. board 6-inch o.c. (HVHZ ONLY)
UltraPly TPO or UltraPly Bonding Adhesive or
iminari UltraPly TPO FA JBSA
G33, F1, OPTIONAL Preliminarily Min. 1.5-inch AP Fasteners & Plates y 675
S-AM-32 . Secured or secured secured UltraPly TPO FSA Self-adhered :
L6, S24 Insulation . ISO HD-C (Lim. 7)
with top layer 15 per 4 ft. x 8 ft. board UltraPly TPO SA tf-adh
(HVHZ ONLY) Seli-adhered
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
iminari . . UltraPly TPO FSA Self-adhered
sawas | SILP | OPTIONAL | o CCiUrecl e | M Osinen | A e e Pl TP0 S e
' with top layer 20 per 4 ft. x 8 ft. board (HVHZ ONLY) Self-adhered .
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
UltraPly TPO Membrane Adhesive lll
Single-Ply LVOC Bonding
UltraPly TPO FA Adhesive or Single-Ply LVOC
Preliminarily . . AP Fasteners & Plates Bonding Adhesive 1168
S-AM-34 G33, Fl, OPTIONAL Secured or secured Min. 0.5-inch secured UltraPly TPO FSA Self-adhered 675
L6, S12 Insulation . DensDeck Prime (Lim.7)
with top layer 18 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
XR-S, TJ-R, ribbon adhered
UltraPly TPO XR 4-inch o.c.; JBSA or TJ-S
UltraPly TPO or UltraPly Bonding Adhesive
iminari UltraPly TPO FA or JBSA
G33, F1, OPTIONAL Preliminarily Min. 1.5-inch AP Fasteners & Plates y .75
S-AM-35 . Secured or secured secured UltraPly TPO FSA Self-adhered :
L6, S24 Insulation . ISO HD-C (Lim. 7)
with top layer 18 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)

System Deck Base Base Insulation Vo IRETEen ey Insulz:}ﬂon or h MDP
No Detail Insulation Attachment or Base Sheet Membrane Membrane Attachment (psf)
’ Base Sheet Attachment
UltraPly TPO or UltraPly Bonding Adhesive
iminari UltraPly TPO FA or JBSA
G33, F1, OPTIONAL Preliminarily Min. 2-inch AP Fasteners & Plates y 75
S-AM-36 . Secured or secured secured UltraPly TPO FSA Self-adhered .
L6, S24 Insulation . ISO (Lim. 7)
with top layer 20 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
UltraPly TPO Membrane Adhesive IlI
Single-Ply LVOC Bonding
AP East & Plat UltraPly TPO FA Adhesive or Single-Ply LVOC
G33,F1, | OPTIONAL Preliminarily Min. 0.5-inch Fsecured Bonding Adhesive 1168 -75
S-AM-37 L6, S12 Insulation Sew;ﬁi:r ;e(;urred DensDeck Prime 20 per UltraPly TPO FSA Self-adhered (Lim. 7)
play 4 ft. x 8 ft. board UltraPly TPO SA Self-adhered
(HVHZ ONLY)
XR-S, TJ-R, ribbon adhered
UltraPly TPO XR 4-inch o.c.; or TJ-S
HD Fasteners & 1.S.0. Stick, 1.5.0.
CAM. G33, F1, Min. 2-inch Spray R or I.S.0O. Twin XR-S, TJ-R, ribbon adhered -82.5
S-AM-38 L6, S24 ISO Plates secured 20 ISO HD Pack ribbon adhered UltraPly TPO XR 6-inch o.c.; or TJ-S (Lim. 7)
per 4 ft. x 8 ft. board -
6-inch o.c.
UltraPly TPO or UltraPly Bonding Adhesive or
iminari UltraPly TPO FA JBSA
G33, P, OPTIONAL Preliminarily Min. 0.5-inch AP Fasteners & Plates y 825
S-AM-39 . Secured or secured secured UltraPly TPO FSA Self-adhered :
L6, S24 Insulation ] SECUROCK (Lim. 7)
with top layer 18 per 4 ft. x 8 ft. board UltraPly TPO SA tf-adh
(HVHZ ONLY) Self-adhered
Min. 2-inch AP Fasteners & . . I.S.0. Spray R or Twin .
G33, F1, Min. 0.5-inch : I.S.0. Spray R or TJ-R ribbon -82.5
S-AM-40 L6, S24 ISO or ISO Plates secured 32 DensDeck Prime Jet ribbon adhered UltraPly TPO XR adhered 12-inch o.c. or T3-S | (Lim. 7)
CG per 4 ft x 8 ft board 12-inch o.c.
UltraPly TPO Membrane Adhesive lII
Single-Ply LVOC Bonding
UltraPly TPO FA Adhesive or Single-Ply LVOC
. . Preliminarily . . AP Fasteners & Plates Bonding Adhesive 1168
G33, F2, Min. 1.5-inch Min. 0.5-inch -82.5
S-AM-41 L6, S12 Insulation Secu_red or secured DensDeck Prime secured UltraPly TPO FSA Self-adhered Lim. 7)
with top layer 32 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
XR-S, TJ-R, ribbon adhered
UltraPly TPO XR 4-inch o.c.; or TJ-S
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Steel Deck (New, Existing or Recover)
System Deck Base Base Insulation e (e e ey Insulz:}ﬂon or b h MDP
No Detail TreulET A T— or Base Sheet Membrane Membrane Attachment (psh)
’ Base Sheet Attachment
UltraPly TPO or UltraPly Bonding édhesive at
iminari UltraPly TPO FA a rate 60 ft/gal
G33, F1, OPTIONAL Preliminarily Min. 1.5-inch AP Fasteners & Plates y 9 -90
S-AM-42 . Secured or secured secured UltraPly TPO FSA Self-adhered .
L6, S24 Insulation . ISO (Lim. 7)
with top layer 24 per 4 ft. x 8 ft. board UltraPly TPO SA
(HVHZ ONLY) Self-adhered
Min. 2-inch AP Fasteners & . . . )
CAML G80, F1, Min. 0.5-inch 1.S.0. Spray R ribbon 1.S.0. Spray R ribbon -97.5
S-AM-43 L6, S24 ISO or Plates secured 32 DensDeck Prime adhered 12-inch o.c. UltraPly TPO XR adhered 12-inch o.c.; or TJ-S (Lim. 7)
ISO CG per 4 ft x 8 ft board
UltraPly TPO Membrane Adhesive IlI
Single-Ply LVOC Bonding
L UltraPly TPO FA Adhesive or Single-Ply LVOC
G80, F2, Min. 1.5-inch Preliminarily Min. 0.5-inch AP Fasteners & Plates Bonding Adhesive 1168 1275
S-AM-44 L6, S12 Insulation Secured or secured | 1o 0neck prime secured UltraPly TPO SA (Lim. 7)
' with top layer 32 per 4 ft. x 8 ft. board rakly : :
p lay p (HVHZ ONLY) Self-adhered
XR-S, TJ-R, ribbon adhered
UltraPly TPO XR 4inch o.c.; or TI-S
Preliminarily . . AP Fasteners & Plates
S-AM-45 Cigosig OIESBI(Z t'?lcﬁ'nl_ Secured or secured Mm'gzslng:_lso secured &g;;ly.;—lfg ISIA UltraPly Bonding Adhesive (-Lliﬁqz'%
' with top layer 32 per 4 ft x 8 ft board y ’
Mechanically Fastened Assemblies over Steel Deck (New or Existing)
System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment T IETSIENS BT (psf)
Preliminarily UltraPly TPO Attached in-lap 12-inch -30
S-M-1 G33. L6 ) OPTIONAL Secured or OPTIONAL Preliminarily (120—)i/nch o.c. with HD Fasteners & (Lim. 7;
' Insulation Secured with Top Cover Board Secured wide) Plates; Side laps spaced Non-
Layer 114-inch o.c. HVHZ)
V-Force
Vapor Barrier
Membrane L Attached in-lap
installed as Preliminarily Min. 2-inch AP Fasteners an'd UltraPly TPO 12-inch o.c. with .'30 .
- . OPTIONAL Secured or Plates secured min. g . (Lim. 7;
S-M-2 G33, L6 Air Barrier . . ISO or (120-inch HD Fasteners & Plates;
Insulation Secured with Top 8 per 4-ft x 8-ft - Non-
over Laver ISO CG board wide) Fastener rows HVHZ)
loose-laid y 114-inch o.c.
DensDeck
Prime
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment AEmBTENE SBTISENE (B EE! (psf)
V-Force
Vapor Barrier
Membrane - . .
. Preliminarily . . AP Fasteners and Attached in-lap 6-inch o.c. -37.5
|n§talled_as OPTIONAL Secured or Min. 1.5-inch Plates secured min. UItraPI)_/ PO with HD Fasteners & (Lim. 7;
S-M-3 G33, L6 Air Barrier . . ISO or (120-inch .
Insulation Secured with Top 6 per 4-ft x 8-ft - Plates; Fastener rows Non-
over ISO CG wide) .
. Layer board 114-inch o.c. HVHZ)
loose-laid
DensDeck
Prime
UltraPly QuickSeam
L R.M.A Strip attached
Preliminarily . -37.5
S-M-4 G33, F1, ) Min. 1.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO \Zﬁ;n‘%‘l Oﬁcéraggttss:gt?id (Lim. 7;
L6, S24 Insulation secured with top Cover Board Secured Y d Y f P Non-
layer an Heavy-_Duty asteners HVHZ)
spaced 12-inch o.c. along
the batten
Preliminarily Min. 60 mil Attached in-lap 12-inch -37.5
S-M-5 G80, F1, ) Min. 1.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO o.c. with HD Fasteners & (Lim. 7;
L6, S24 Insulation secured with top Cover Board Secured (120-inch Plates; Side laps spaced Non-
layer wide) 114-inch o.c. HVHZ)
Preliminarily gllt\;la:ztgu'ggiceﬁgj -37.5
G80, F1, Min. 1.5-inch Secured or OPTIONAL Preliminarily e P (Lim. 7;
S-M-6 - . - UltraPly TPO 114-inch o.c. and secured
L6, S24 Insulation secured with top Cover Board Secured ith HD F & Non-
layer witl asteners HVHZ)
Plates spaced 12-inch o.c.
Preliminarily Attached in-lap 24-inch -45
S-M-7 G33 ) Min. 1.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO o.c. with HD Fasteners & (Lim. 7;
Insulation secured with top Cover Board Secured (48-inch wide) Plates; Fastener rows Non-
layer 42-inch o.c. HVHZ)
Preliminarily ILQJ I't\;la:Ié t(r-\i)wgtlgcer?gj -45
Min. 1.5-inch Secured or OPTIONAL Preliminarily C P (Lim. 7;
S-M-8 G33 - . - UltraPly TPO 48-inch o.c. and secured
Insulation secured with top Cover Board Secured . Non-
with HD Fasteners &
layer HVHZ)

Plates spaced 24-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
' C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New or Existing)
System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment AEmBTENE SBTISENE (B EE! (psf)
UltraPly QuickSeam
S-M-9 G33 ) Mlln. 1.5-_|nch Secureq or OPTIONAL Preliminarily UltraPly TPO with Polymer Batten Strip (Lim. 7;
nsulation secured with top Cover Board Secured Non-
laver and Heavy-_Duty fasteners HVHZ)
y!
spaced 24-inch o.c. along
the batten
Attached in-lap 12-inch
o.c. with HD Fasteners &
Plates; Fastener rows
spaced 114-inch o.c,;
Preliminarily UltraPly TPO UltraPly QuickSeam
S-M-10 G33, F1, ) Min. 1.5-inch Secured or OPTIONAL Preliminarily (120-inch R.M.A Strip attached -45
L6, S24 Insulation secured with top Cover Board Secured wide) evenly spaced between (Lim. 7)
layer side laps and secured
with Polymer Batten Strip
and Heavy-Duty fasteners
spaced 12-inch o.c. along
the batten
DensDeck
Prime loose-
laid with V- Preliminarily Min. 2-inch AP Fasteners and UltraPly TPO Attached in-lap 12-inch
S-M-11 G33, P, Force Vapor OPTIONAL Secured or ISO, ISO CG Plates secured min. (120-inch o.c. with HD Fasteners & -45
L6, S24 Barrier Insulation Secured with Top or ISOGARD 8 per 4-ft x 8-ft wide) Plates; Fastener rows (Lim. 7)
Membrane Layer HD Composite board 114-inch o.c.
installed as
Air Barrier
Lo Attached in-lap 12-inch
Preliminarily o.c. with HD Plus
S-M-12 G33, P, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO Fa.st.eners & Plates: -45
L6 Insulation secured with top Cover Board Secured (96-inch wide) 90-i ’h (Lim. 7)
layer Fastener rows 90-inc
0.C.
V-Force S ' _ Insulation Fastening . .
Vapor Barrier Preliminarily Min. 0.5-inch Plates and Elevate UltraPly TPO Attac_hed in-lap 12-inch
S-M-13 G33, F1, Membrane OPTIONAL Secured or ISO, ISO CG Heavy Duty (120-inch o.c. with HD Fasteners & -45
L6, S24 . Insulation secured with top or ISOGARD fasteners secured : Plates; Side laps spaced (Lim. 7)
installed as | - . wide) .
; . ayer HD Composite | min. 4 per 4-ft x 8-ft 114-inch o.c.
Air Barrier board

ABE12002.23

FL15894-R23

Page 64 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roo

fing Systems

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment LTS LTI AT (psf)
V-Force Insulation Fastening
Vanor Barrier Preliminarily Min. 0.5-inch Plates and Elevate UltraPlv TPO Attached in-lap 12-inch
S-M-14 G33, F1, MF()embrane OPTIONAL Secured or ISO, ISO CG Heavy Duty (148->i/nch o.c. with HD Fasteners & -45
L6, S24 . Insulation secured with top or ISOGARD fasteners secured - Plates; Side laps spaced (Lim. 7)
installed as . - wide) .
> ’ layer HD Composite | min. 6 per 4-ft x 8-ft 142-inch o.c.
Air Barrier
board
Preliminarily Attached in-lap 12-inch
Min. Lo UltraPly TPO o.c. with HD Plus
G8o0, F1, ) . Secured or OPTIONAL Preliminarily = . -45
S-M-15 L6, S24 1.5 m(.:h secured with top Cover Board Secured (129 inch Fasteners & Plate_s, (Lim. 7)
Insulation layer wide) Fastener rows 114-inch
0.C.
Min Preliminarily Attached in-lap 12-inch
S-M-16 G80, F1, ) 1 5-in.ch Secured or OPTIONAL Preliminarily UltraPly TPO o.c. with HD Fasteners & -45
L6, S24 In.sulation secured with top Cover Board Secured (96-inch wide) | Plates; Fastener rows 90- (Lim. 7)
layer inch o.c.
Preliminarily Attached in-lap 6-inch o.c.
S-M-17 G33, F1, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -45
L6, S24 Insulation secured with top Cover Board Secured (96-inch wide) Plates; Fastener rows (Lim. 7)
layer 90-inch o.c.
Preliminarily Attached in-lap 6-inch o.c.
G33, F1 Min. 1-inch Secured or OPTIONAL Preliminarily UItraPIy TPO with HD Fasteners & -45
S-M-18 or P, L6, - . : (148-inch . .
Insulation secured with top Cover Board Secured - Plates; Fastener rows (Lim. 7)
S24 wide) .
layer 142-inch o.c.
Preliminarily gllt\;la:ztgu'ggiceﬁgj
G33, F1, Min. 1.5-inch Secured or OPTIONAL Preliminarily C P -45
SM-19 1 6 504 ) Insulation secured with to Cover Board Secured UltraPly TPO | 72-inch o.c. and secured (Lim. 7)
' laver P with HD Fasteners & ’
Y Plates spaced 12-inch o.c.
Lo UltraPly QuickSeam
Preliminarily <
G80, F1, Min. 1.5-inch Secured or OPTIONAL Preliminarily R'.M'A Strip attached -45
S-M-20 - . . UltraPly TPO 114-inch o.c. and secured .
L6, S24 Insulation secured with top Cover Board Secured ith | (Lim. 7)
layer with HD Plus Fast_eners &
Plates spaced 12-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment LTS LTI AT (psf)
V-Force
Vapor Barrier Insulation fastening
_Membrane Preliminarily Min. 3-inch plates and Heavy UltraPly TPO Attac_hed in-lap 12-inch
S-M-21 G33, F1, |n§talled_as OPTIONAL Secure(_j or ISO 95-GL, Duty fasteners (120-inch o.c. with HD Fasteners & -52.5
L6, S24 Air Barrier Insulation secured with top ISO CG, or d8 id Plates; Side laps spaced (Lim. 7)
over loose- layer ISO HD-C secured © per wide) 114-inch o.c.
laid 4 ft. x 8 ft. board
SECUROCK
. Preliminarily Attached in-lap 6-inch o.c.
S-M-22 G80, F1, ) 1 gmlrr.:ch Secure(_j or OPTIONAL Preliminarily U|(t£i|;|¥nzﬁo with HD Fasteners & -52.5
L6, S24 In.sulation secured with top Cover Board Secured wide) Plates; Fastener rows (Lim. 7)
layer 142-inch o.c.
Preliminarily Attached in-lap 6-inch o.c.
S-M-23 G33, P, ) Insulation Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -52.5
L6, S24 secured with top Cover Board Secured (96-inch wide) Plates; Fastener rows (Lim. 7)
layer 90-inch o.c.
Preliminarily Min. 60 mil Attached in-lap 6-inch o.c.
S-M-24 G383, P, ) Min. 1-inch Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -52.5
L6, S24 Insulation secured with top Cover Board Secured (148-inch Plates; Fastener rows (Lim. 7)
layer wide) 142-inch o.c.
G33. L6 _ ‘ Preliminarily o Min. 60 mil Attat_:hed in-lap 6-inch o.c.
S-M-25 HXHl ' ) Min. 0.5—_|nch Secureq or OPTIONAL Preliminarily UItraPIy TPO with HD Fasteners & -52.2
' Insulation secured with top Cover Board Secured (148-inch Plates; Fastener rows (Lim. 7)
HS24 - .
layer wide) 142-inch o.c.
Preliminarily UltraPly TPO Attached in-lap 6-inch o.c.
S-M-26 G33, P, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily (120-inch with HD Fasteners & -52.5
L6, S24 Insulation secured with top Cover Board Secured wide) Plates; Fastener rows (Lim. 7)
layer 114-inch o.c.
Min Preliminarily Min. 60 mil Attached in-lap 12-inch
G33, F1, - Secured or OPTIONAL Preliminarily ; o.c. with HD Fasteners & -52.5
S-M-27 - 1.5-inch ; UltraPly TPO i ;
L6, S24 - secured with top Cover Board Secured ) . Plates; Fastener rows (Lim. 7)
Insulation | (60-inch wide) .
ayer 54-inch o.c.
Preliminarily Min. 60 mil Attached in-lap 6-inch o.c.
S-M-28 G33, P, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -60
L6, S24 Insulation secured with top Cover Board Secured (120-inch Plates; Fastener rows (Lim. 7)
layer wide) 114-inch o.c.
G33 L6 ' _ Preliminarily S Min. 60 mil Atta_ched in-lap 6-inch o.c.
S-M-29 HX;-|1 ' ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -60
HS2 4’ Insulation secured with top Cover Board Secured (120-inch Plates; Fastener rows (Lim. 7)
layer wide) 114-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment AEmBTENE SBTISENE (B EE! (psf)
Preliminarily UltraPly TPO Attached in-lap 6-inch o.c.
S-M-30 G33, F1, ) Min. 1.5-inch Secured or OPTIONAL Preliminarily (148->i/nch with HD Plus Fasteners & -60
L6, S24 Insulation secured with top Cover Board Secured wide) Plates; Fastener rows (Lim. 7)
layer 142-inch o.c.
Preliminarily Attached in-lap 6-inch o.c.
S-M-31 G33, P, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO P|;¥22- ';2;:;;??;:\75&89_ -60
L6, S24 Insulation secured with top Cover Board Secured (96-inch wide) | . S : ; (Lim. 7)
inch o.c.; 7-inch wide side
layer |
ap
Preliminarily Min. 60 mil Attached in-lap 6-inch o.c.
S-M-32 G33, F1, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -60
L6, S12 Insulation secured with top Cover Board Secured (120-inch Plates; Fastener rows (Lim. 7)
layer wide) 114-inch o.c.
Preliminarily Min. 60 mil Attached in-lap 6-inch o.c.
S-M-33 G33, P, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UItrai:’I PO with HD Fasteners & -60
L6, S24 Insulation secured with top Cover Board Secured arly 1 Plates; Fastener rows (Lim. 7)
(96-inch wide) .
layer 89-inch o.c.
L Attached in-lap 12-inch
Preliminarily o.c. with HD Plus
S-M-34 G33, F, ) Min. 2-inch Secured or OPTIONAL Preliminarily UltraPly TPO Fa.st.eners & Plates: -60
L6, S24 Insulation securtlad with top Cover Board Secured (60-inch wide) Fastener rows (Lim. 7)
ayer :
54-inch o.c.
Preliminarily UltraPly TPO Attached in-lap 6-inch o.c.
S-M-35 G33, F1, ) Min. 1.5-inch Secured or OPTIONAL Preliminarily (120—)i/nch with HD Plus Fasteners & -67.5
L6, S24 Insulation secured with top Cover Board Secured wide) Plates; Fastener rows (Lim. 7)
layer 114-inch o.c.
6 mil
polyethylene AP Fasteners & Attached in-lap 6-inch o.c.
S-M-36 G33, P, sheet; 6-inch Min. 2-inch Plates secured 8 OPTIONAL Preliminarily UltraPly TPO with HD Fasteners & -67.5
L6, S24 wide laps Insulation per 4 ft. x 8 ft. Cover Board Secured (96-inch wide) Plates; Fastener rows (Lim. 7)
sealed with board 89-inch o.c.
duct tape
Preliminarily UltraPlv TPO Attached in-lap 6-inch o.c.
G33, P, Min. 0.5-inch Secured or OPTIONAL Preliminarily Y with HD Plus Fasteners & -67.5
S-M-37 - . - (120-inch . )
L6 Insulation secured with top Cover Board Secured wide) Plates; Fastener rows (Lim. 7)
layer 114-inch o.c.
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment AEmBTENE SBTISENE (B EE! (psf)
Attached in-lap 6-inch o.c.
with Heavy-Duty Plus
Preliminarily UltraPlv TPO Fasteners and Polymer
S-M-38 G33, F1, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily (120->i/nch Batten Strips; Fastener -75
L6, S24 Insulation secured with top Cover Board Secured - rows 114-inch o.c.; Min. (Lim. 7)
wide) . .
layer 5-inch wide heat weld
encapsulating batten and
fasteners
Attached in-lap 6-inch o.c.
with Heavy-Duty
Preliminarily UltraPly TPO Fasteners and Coiled
S-M-39 G80, F1, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily (120-)i/nch Metal Batten Bar; -75
L6, S24 Insulation secured with top Cover Board Secured . Fastener rows 114-inch (Lim. 7)
wide) Y : :
layer 0.c.; Min. 5-inch wide heat
weld encapsulating batten
and fasteners
(2) layers of Min. 3-inch Insulation Fastening
V-Force Preliminarily ' Attached in-lap 12-inch
. ISO, ISO CG Plates and Elevate UltraPly TPO .
G33, F1, | Vapor Barrier OPTIONAL Secured or f o.c. with HD Fasteners & -82.5
S-M-40 . . or ISOGARD Heavy Duty (148-inch . .
L6, S24 Membrane Insulation secured with top - Plates; Side laps spaced (Lim. 7)
installed as layer HD fasteners secured 6 wide) 142-inch o.c
. } Composite per 4-ft x 8-ft board e
Air Barrier
Heavy Duty Fasteners
and 0.75" Polymer Batten
Min Preliminarily Strips centered in-lap and
S-M-41 G80, F2, ) 1 5-in.ch Secured or OPTIONAL Preliminarily UltraPly TPO fastened 6-inch o.c,; -82.5
L6, S24 A secured with top Cover Board Secured (74-inch wide) Fastener rows 68-inch (Lim. 7)
Insulation T . ;
layer o0.c.; Min. 5-inch wide heat
weld encapsulating plates
and fasteners
Attached in-lap 6-inch o.c.
Lo with HD Plus Fasteners &
Preliminarily Plates; Fastener rows
S-M-42 G80, F1, ) Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO 90—inch70 ¢ Min. 5-inch -82.5
L6, S24 Insulation secured with top Cover Board Secured (96-inch wide) L ) (Lim. 7)
wide heat weld
layer .
encapsulating plates and
fasteners
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8 CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Mechanically Fastened Assemblies over Steel Deck (New or Existing)

System Deck Air/Vapor Base Base Insulation Top Top Insulation MDP
No. Detail Barrier Insulation Attachment Insulation Attachment AEmBTENE SBTISENE (B EE! (psf)
Attached in-lap 6-inch o.c.
with Heavy-Duty Plus
Lo Fasteners and Coiled
Preliminarily Metal Batten Bar;;
G80, F1, Min. 0.5-inch Secured or OPTIONAL Preliminarily UltraPly TPO " -97.5
S-M-43 - . - ) . Fastener rows :
L6, S24 Insulation secured with top Cover Board Secured (96-inch wide) . T . (Lim. 7)
90-inch o.c.; Min. 5-inch
layer )
wide heat weld
encapsulating batten and
fasteners
Attached in-lap 6-inch o.c.
Preliminarily _ _ with HD Plus Fasteners &
G33, F1, Min. 0.5-inch Secured or OPTIONAL Preliminarily Min. 60 mil P'?‘tes* Fas.,ter‘mer rows -112.5
S-M-44 - . . UltraPly TPO 90-inch o.c.; Min. 5-inch :
L6, S24 Insulation secured with top Cover Board Secured 96-inch wid ide h id (Lim. 7)
layer (96-inch wide) wide heat we
encapsulating plates and
fasteners
Heavy Duty Plus
Fasteners and 0.75"
Polymer Batten Strips
centered in-lap and
fastened 6-inch o.c.;
Intermediate row in field of
. Preliminarily sheet with fasteners 6-
S-M-45 G80, F2, ) 1 gﬂmch Secured or OPTIONAL Preliminarily UI(t;jI;I_)i/n'(I;EO inch o.c.; Fastener rows -135
L6, S24 A secured with top Cover Board Secured - spaced 71-inch o.c.; Min. (Lim. 7)
Insulation wide) . .
layer 5-inch wide heat weld
encapsulating plates and
fasteners in-lap; 5-inch
wide UltraPly TPO cover
strip heat welded 1.5-inch
wide on either side of
battens in field row

ABE12002.23

FL15894-R23

Page 69 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Steel Deck (New or Existing)

System Deck Vapor Base Basg . Top Insulation Membrane MDP
No Detail Barrier Insulation (et Tefp mELEET Attachment SIS Attachment (psf)
’ Attachment P

Invisiweld-S |l fastened at a
rate of 6 per 4 ft. x 8 ft.
Min. 1.5- Preliminarily board; Plate pattern offset -37.5
S-W-1 G33 ) in‘ch. Secured OPTIONAL 12-inches from each UltraPly TPO Induction welded to (Lim. 7
Insulation or secured with Cover Board adjacent row of insulation Y Invisiweld-S plates Non-
top layer boards; Boards set with HVHZ)
length perpendicular to deck
ribs
Min Preliminarily -37.5
SW-2 G33, L6, ) 1 5-in.ch Secured OPTIONAL Invisiweld-S Il 1l fastened UltraPlv TPO Induction welded to (Lim. 7
FlorP Inéulation or secured with Cover Board 12-inch o.c. in rows 5-ft o.c. Y Invisiweld-S plates Non-
top layer HVHZ)
Preliminarily - -37.5
S-W-3 3632’ ) Min. 1-inch Secured OPTIONAL 6-ir1|(r:]i\1”f)l\</:v?r|1dr]:)?nsl;e§egced UltraPly TPO Induction welded to | (Lim. 7;
A Insulation or secured with Cover Board A P y InvisiWeld plates Non-
S24 144-inch o.c.
top layer HVHZ)
Invisiweld-S |l fastened at a
rate of 8 per 4 ft. x 8 ft.
G33 Min Preliminarily board; Plate pattern offset
S-W-4 L6 Fi ) 1 5-in.ch Secured OPTIONAL 12-inches from each UltraPly TPO Induction welded to -45
' : - or secured with Cover Board adjacent row of insulation y Invisiweld-S plates (Lim. 7)
S30 Insulation . .
top layer boards; Boards set with
length perpendicular to deck
ribs
. Preliminarily -
sw-s | G33 L6 : L Sinch Secured OPTIONAL rate of 1 stencr tpeenree? ©in | Utrapyy TPo | Induction weldedto | 45
FlorP Insulation or secured with Cover Board a staggered, 2 ft. x 3 ft. grid Invisiweld-S plates (Lim. 7)
top layer
Invisiweld fastened at a
rate of 6 per 4 ft. x 8 ft.
Min Preliminarily board; Plate pattern offset -45
L Secured OPTIONAL 12-inches from each Induction welded to | (Lim. 7;
S-W-6 G33, L5 ) Ir%silgfc?n or secured with Cover Board adjacent row of insulation UltraPly TPO Invisiweld plates Non-
top layer boards; Boards set with HVHZ)
length perpendicular to deck
ribs
Preliminarily .
S-W-7 G33, P, ) Min. 1-inch Secured OPTIONAL Ig‘:'\é\]{esld ;e;sief?edea;ta UltraPly TPO Induction welded to -45
L6, S24 Insulation or secured with Cover Board l:?oard ’ ’ y InvisiWeld plates (Lim. 7)
top layer
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Steel Deck (New or Existing)
System Deck Vapor Base Basg . Top Insulation Membrane MDP
No Detail Barrier Insulation el Ve e Attachment SETISIENE Attachment (psf)
’ Attachment P
Preliminarily o »
cws | G8O.F2 ) Min. 1-inch Secured OPTIONAL invisiweld fastened 12/ 0.6 | yjin gomil | Induction weldedto | -45
L7, S24 Insulation or secured with Cover Board PP o UltraPly TPO InvisiWeld plates (Lim. 7)
Preliminarily Secured board
top layer
V-Force Preliminarily
Vapor Barrier Min. 2.5-inch InvisiWeld fastened at a . )
S-W-9 G33, Fl, Membrane OPTIONAL Secured . ISO, ISO CG or rate of 8 per 4 ft. x 8 ft. UltraPly TPO Indu_ctllon welded to .52'5
L6, S24 . Insulation or secured with InvisiWeld plates (Lim. 7)
installed as top laver ISO HD-C board
Air Barrier play
V-Force
Vapor Barrier
Membrane Preliminarily . . .
G33, F1, installed as OPTIONAL Secured Min. 2.5-inch Invisiweld fastened at a Induction welded to -52.5
S-W-10 - . . . ISO, ISO CG or rate of 8 per 4 ft. x 8 ft. UltraPly TPO g h
L6, S24 Air Barrier Insulation or secured with 1SO HD-C board InvisiWeld plates (Lim. 7)
adhered over top layer
loose-laid
SECUROCK
Invisiweld-S fastened at a
22 GA_ Lo rate of 8 per 4 ft. x 8 ft.
Type N; Preliminarily board; Plate pattern offset
G80, Min. 1-inch Secured OPTIONAL ) ! ; Induction welded to -52.5
S-w-11 HXH1, ) Insulation | or secured with Cover Board 8-inches from each adjacgnt UltraPly TPO Invisiweld plates (Lim. 7)
row of insulation boards;
L12, top layer .
HS24 Boards set with length
perpendicular to deck ribs
Invisiweld fastened at a
rate of 8 per 4 ft. x 8 ft.
Min Preliminarily board; Plate pattern offset
S-W-12 G33, F1, ) 1 5—in.ch Secured OPTIONAL 12-inches from each UltraPlv TPO Induction welded to -60
L6, S30 In.sulation or secured with Cover Board adjacent row of insulation Y Invisiweld plates (Lim. 7)
top layer boards; Boards set with
length perpendicular to deck
ribs
. Preliminarily .
G33, L6, Min. Secured OPTIONAL Invisiweld-S Il fastened at a Induction weldedto |  -60
SW-I3 | oyorp ) 1.5-inch or secured with Cover Board rate of 1 fastener per 4 ft' in | UltraPly TPO | i o1dS plates (Lim. 7)
Insulation a staggered 2 ft x 2 ft grid P '
top layer
Preliminarily .
sw.ia | G80.F2, ] Min. 1-inch Secured OPTIONAL nvisivieldfasiened 22 | Min.60mil | Induction weldedto | -60
L7, S24 Insulation or secured with Cover Board t?oard ’ ’ UltraPly TPO InvisiWeld plates (Lim. 7)
top layer
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Steel Deck (New or Existing)
System Deck Vapor Base Basg . Top Insulation Membrane MDP
No Detail Barrier Insulation (et Tefp mELEET Attachment SIS Attachment (psf)
’ Attachment P
Preliminarily -
G33, L6, Min. 1-inch Secured OPTIONAL . InV'S'We.ld fastened Induction welded to -60
S-W-15 HXE1, - . . 6-inch o.c. in rows spaced UltraPly TPO L .
Insulation or secured with Cover Board . InvisiWeld plates (Lim. 7)
HS24 144-inch o.c.
top layer
Invisiweld-S fastened at a
rate of 10 per 4 ft. x 8 ft.
G33 Min Preliminarily board; Plate pattern offset
S-W-16 L6.F1, ) 1 5-inch Secured _ OPTIONAL _12-|nches fror_n each UltraPly TPO Indgqtlon welded to <75
: or secured with Cover Board adjacent row of insulation Invisiweld-S plates (Lim. 7)
S30 Insulation . .
top layer boards; Boards set with
length perpendicular to deck
ribs
Invisiweld fastened at a
rate of 12 per 4 ft. x 8 ft.
Min Preliminarily board; Plate pattern offset
S-W-17 G33, F1, ) 1 5-in.ch Secured OPTIONAL 12-inches from each UltraPly TPO Induction welded to -75
L6, S30 : - or secured with Cover Board adjacent row of insulation y InvisiWeld plates (Lim. 7)
Insulation . ;
top layer boards; Boards set with
length perpendicular to deck
ribs
. Preliminarily .
Min. Invisiweld fastened at a )
sw-18 | el - 0.5-inch sse(zﬁlrggdwith Cover Board rate of 12 per 4 ft. x 8 ft. | UltraPly TPO Ir:gSicstil\(/)vneYéEI?aetiéo (Li-rZ15 7
' Insulation board (Alt. Pattern) P '
top layer
Invisiweld-S fastened at a
22 GA
S-W-19 G380, ) Min. 1-inch Secured OPTIONAL 8—inchés from Each adiacent Min. 60 mil Induction welded to -75
HXH1, Insulation or secured with Cover Board . . ! ; UltraPly TPO InvisiWeld plates (Lim. 7)
row of insulation boards;
L12, top layer -
Boards set with length
HS24 > .
perpendicular to deck ribs
. Preliminarily -
G33, L6, Min. Secured OPTIONAL Invisiweld-S Il fastened at a Induction welded to | -82.5
S-W-20 - 1.5-inch . rate of 1 fastener per 3-ft”in | UltraPly TPO - .
FlorP : or secured with Cover Board . Invisiweld-S plates (Lim. 7)
Insulation a staggeredl.5 ft x 2 ft grid
top layer
Preliminarily .
G33, L6, Min. 1-inch Secured OPTIONAL . InV'S'WeId fastened Induction welded to -82.5
S-w-21 HXEL, - . . 6-inch o.c. in rows spaced UltraPly TPO L .
Insulation or secured with Cover Board . InvisiWeld plates (Lim. 7)
HS24 top layer 72-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Steel Deck (New or Existing)
System Deck Vapor Base Basg . Top Insulation Membrane MDP
No Detail Barrier Insulation el Ve e Attachment SETISIENE Attachment (psf)
’ Attachment P
. Preliminarily -
G80, L6, Min. Secured OPTIONAL Invisiweld-S Il fastened Induction welded to | -90
S-W-22 - 1.5-inch . 6-inch o.c. in rows 60-inch UltraPly TPO o .
FlorP - or secured with Cover Board Invisiweld-S plates (Lim. 7)
Insulation o.C.
top layer
InvisiWeld fastened at a
rate of 16 per 4 ft. x 8 ft.
Min. 1.5- Preliminarily board; Plate pattern offset
S-W-23 G3, F2, ) in.ch. Secured OPTIONAL 12-inches from each UltraPly TPO Induction welded to -105
L6, S12 ) or secured with Cover Board adjacent row of insulation y InvisiWeld plates (Lim. 7)
Insulation . ;
top layer boards; Boards set with
length perpendicular to deck
ribs
Assemblies with All Layers Adhered over Wood Deck (New or Existing)
System ; Base Base Insulation Top Top Insulation MDP
No. Db Insulation Attachment Insulation Attachment SRS AETIES U EAES (psf)
UltraPly TPO or . -45
OPTIONAL I.S.0. Stick; ribbons Min. 1-inch I.S.0. Stick; ribbons UltraPly TPO FA Membrane Adhesive IV (Lim. 9;
W-A-1 T15/32P DensDeck 8 .
- 12-inch o.c. ISO CG or ISO 12-inch o.c. Non-
Prime UltraPly TPO FSA Self-adhered HVHZ)
UltraPly TPO or .
160 Cenebeck S O Tuin Pack UltraPly TPO FA Membrane Adhesive IV (L-_459
or ensDec .S.0. Twin Pack; im. 9;
W-A-2 T15/32P, L24 Prime ribbons 12-inch o.c. ) UltraPly TPO FSA Self-adhered Non-
UlraPly TPOXR | XR7BA Permaiop; HATOr - HvHZ)
UltraPly TPO Membrane Adhesive V 675
T19/320, L24, DensDeck 1.S.0. Fix II; ribbons UltraPly TPO FA Membrane Adhesive IV (Lim. 9;
W-A-4 Prime or ; -
N6/6 6-inch o.c. UltraPly TPO FSA Self-adhered Non-
SECUROCK HVHZ
UltraPly TPO XR PermaMop; HA )
-75
I.S.0. Spray R 1.S.0. Spray R or TJ-R . .
W-A-5 T7/160, L24, DenS.DeCk ribbons spaced - UltraPly TPO XR ribbons spaced 12-inch o.c.; (Lim. 9;
N6/6 Prime . Non-
12-inch o.c. or TJ-S HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Wood Deck (New or Existing)
System Deck Detail Basg Base Insulation Top_ Top Insulation ETETe T ATEETTE MDP
No. Insulation Attachment Insulation Attachment (psf)
UltraPly TPO Membrane Adhesive V
. : -75
i UltraPly TPO FA Memb Adh vV
woag | TiS32P L2, | 02 'BChk 1.S.0. Fix II; ribbons ey embrane Adnesive (Lim. 9;
i N6/6 ensbec 6-inch o.c. - - UltraPly TPO FSA Self-adhered Non-
Prime XR-BA, PermaMop; HA, HVHZ)
UltraPly TPO XR “BA, Fermaiiop; HA, or
TJ-S
UltraPly TPO Membrane Adhesive I
. -90
0.5-inch 1.S.0. Spray R UltraPly TPO FA Membrane Adhesive | im. 9o
W-A-7 T15/32P, L.24, DensDeck ribbons spaced - - y (Lim. 9;
N6/6 ; ¥ UltraPly TPO FSA Self-adhered Non-
Prime 6-inch o.c. HVHZ)
UltraPly TPO XR XR-BA, PermaMop; HA; or
TJ-S
1.S.0. Spray R 1.S.0. Spray R or TJ-R -90
W-A-8 Tl 1386"24’ SECUROCK ribbons spaced 6- - - UltraPly TPO XR ribbons spaced 6-inch o.c.; or (L,\'lr::r']?;
inch o.c. TJ-S HVHZ)
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System . B""?e Base Insulation or . Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
UltraPly TPO Membrane Adhesive V
HD Fasteners & Plates : -30
L UltraPly TPO FA | Membrane Adhesive IV .
OPTIONAL Preliminarily Secured or secured at a rate of (Lim. 7;
W-AM-1 T7/160 Insulation secured with top layer SECUROCK 10 per 4-ft x 8-ft board UltraPly TPO FSA Self-adhered Non-
(Alt. Pattern) XR-BA, PermaMop; HVHZ)
UltraPly TPO XR HA: or TJ-S
UltraPly TPO Membrane Adhesive V
: -37.5
Lo . . UltraPly TPO FA Memb Adh \% ;
W-AM-2 T15/32P. L24 OPTIONAL Preliminarily Secured or Min. 0.5-inch Azezﬁf:zn:trzfagags I 8 I y em ralnedh ezlve (Lim. 7;
' Insulation secured with top layer SECUROCK UltraPly TPO FSA Self-adhere Non-
8 per 4-ft x 8-ft board XR-BA. P Mob:
UltraPly TPO XR » PermaMop; | HVHZ)
HA; or TJ-S
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

7 C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or ; Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered -37.5
T7/160 or OPTIONAL Preliminarily Secured or AP Fasteners & Plates a } (Lim. 7;
W-AM-3 | 115/32p, L24 Insulation secured with top layer DensDeck secured at a rate of XR-S, TI-R, or I.S.0. Non-
' play 12 per 4-ft x 8-ft board Spray R ribbon adhered HVHZ
UltraPly TPO XR 12-inch o.c.: )
HA; PermaMop; XR-
BA; JBSA or TJ-S
32 ga. x 1-5/8” tin tabs and
12 ga. x 1.25” ring shank . -37.5
. : S XR-S or I.S.0. Spray R; : .
T7/160 or nails 6-inch o.c. in 3-inch : : (Lim. 7;
W-AM-4 T15/32P, L24 SBS Base lap and 6-inch o.c. in three - - UltraPly TPO XR rlbbor;)scspifeT(?ij_lsz-lnch Non-
(3) staggered rows equally e HVHZ)
spaced between laps
Min. 60 mil UltraPly . -37.5
Membrane Adhesive V : .
OPTIONAL Preliminarily Secured or AP Fasteners & Plates TPO (Lim. 7;
W-AM-5 | T19/32P, L24 . ’ ISO HD secured at a rate of - Non-
Insulation secured with top layer UltraPly TPO FA | Membrane Adhesive IV
12 per 4-ft x 8-ft board HVHZ)
UltraPly TPO FSA Self-adhered
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered -37.5
T7/160, L24, OPTIONAL Preliminarily Secured or Min. 1-inch AP Fasteners & Plates N N : (Lim. 7;
W-AM-6 N6/6 Insulation secured with top layer ISO CG secured at arate of XR-S, TI-R, ribbon Non-
play 18 per 4-ft x 8-ft board adhered 6-inch o.c. or HVHZ
UltraPly TPO XR | 1.S.0. Spray R ribbon )
adhered 12-inch o.c.;
JBSA or TJ-S
Min. 60 mil .
Membrane Adhesive V -42.5
OPTIONAL Preliminarily Secured or . AP Fasteners & Plates UltraPly TPO (Lim. 7;
W-AM-7 T19/32P, L24 . ’ 2-inch ISO CG secured at a rate of -
Insulation secured with top layer UltraPly TPO FA | Membrane Adhesive IV Non-
8 per 4-ft x 8-ft board HVHZ
UltraPly TPO FSA Self-adhered )
ABE12002.23 FL15894-R23 Page 75 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or ; Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
- AP Fasteners & Plates | UltraPly TPO SA Self-Adhered
waw | TISEEL6 | OFTIOWA | preminay seeuedor | secumocr | “enredaiaraesr | VHZ oMY e
play 20 per 4-ft x 8-ft board XR-S, TI-R, or .5.0. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.;
HA; PermaMop;
XR-BA; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered -45
T7/160 or T . AP Fasteners & Plates : .
W-AM-9 |  T15/32P, QPTIONAL | Preliminarlly Secured or | DensDeck Pme | secured at a rate of XR-S, TIR, orls0. | Lim- 7
L24 play 12 per 4-ft x 8-ft board Spray R ribbon adhered HVHZ
UltraPly TPO XR 12-inch o.c,; )
HA; PermaMop; XR-
BA,; JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered -45
L . . AP Fasteners & Plates ; .
wawio | Tiseze.za | QIONAL | Freminany Secuwedor | M08 eh | secued i arate o RS TR, oS0 | (G
play 8 per 4 ft. x 8 ft. board Spray R ribbon adhered HVHZ
UltraPly TPO XR 12-inch o.c,; )
HA; PermaMop; XR-
BA,; JBSA or TJ-S
UltraPly TPO or UltraPly Bonding
. ) . AP Fasteners & Plates | UltraPly TPO FA adhesive or JBSA
T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 1-inch 3 -45
W-AM-11 NG/6 Insulation secured with top layer 1SO CG 2(s)ecured at a rate of UltraPly TPO FSA Self-adhered (Lim. 7)
per 4-ft x 8-ft board [ yitraPly TPO SA
(HVHZ ONLY) Self-Adhered

ABE12002.23 FL15894-R23 Page 76 of 85

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System . Bage Base Insulation or - Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
- AP Fasteners & Plates | UltraPly TPO SA Self-Adhered
W-AM-12 TlSﬁg/,GLM, ?EJJSEIOAnL Ps"ggumrgguﬁfgcu{sde?r DensDeck Prime | secured at a rate of (HVHZ ONLY) (Li-rfrl15 7
play 18 per 4-ft x 8-ft board XR-S, TI-R, or .5.0. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; HA;
PermaMop; XR-BA;
JBSA or TJ-S
AP Fasteners & Plates
S 12-inch o.c. in 3-3/8” :
W-AM-13 T15/32P, L24, OPTIONAL Prellmlnarlly Secured or SBS Base-P lap and 12-inch o.c. in UltraPly TPO XR I.S.0. Spray R ribbon -45
N6/6 Insulation secured with top layer adhered 12-inch o.c (Lim. 7)
two (2) evenly spaced
staggered rows
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
P Min. 1.5-inch | AP Fasteners & Plates [ (jtraPly TPO SA )
W-AM-14 T15/32P, L24, OPTIONAL Preliminarily Secured or ISOGARD HD secured at a rate of (HVH% ONLY) Self-Adhered -45
N6/6 Insulation secured with top layer Composite 12 per 4-ft x 8-ft board (Lim. 7)
P P XR-S, TJ-R, or I.S.0.
Spray R ribbon adhered
UltraPly TPO XR | ™45 inch o.c; JBSA or
TJ-S
AP Fasteners & Plates 45
T7/160, L24, OPTIONAL Preliminarily Secured or SECUROCK, HA; PermaMop; (Lim. 7;
W-AM-15 N6/6 Insulation secured with top layer DensDeck Prime secured at a rate of UltraPly TPO XR XR-BA; or TJ-S Non-
20 per 4-ft x 8-ft board
HVHZ)
DensDeck UltraPly TPO Membrane Adhesive V
Prime, UltraPly TPO FA | Membrane Adhesive IV
SECUROCK, -45
WoAv1e | T7160.124, | OPTIONAL | Preliminarily Secured or | Min. 1-inch1so | AP Fasteners & Plates | UlraPly TPO FSA Seli-adnered Lim. 7;
N6/6 Insulation secured with top layer CGorMin. 1.5- | , " e’ 8-t board XR-S, TJ-R, ribbon Non-
inch ISOGARD per 4-ftx e-it boar adhered 6-inch o.c.or | HvHZ)
HD UltraPly TPO XR 1.S.0. Spray R ribbon
Composite adhered
12-inch o.c.; or TJ-S
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System . Bage Base Insulation or . Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
Min. 0.54nch | )\ Fasteners & Plates 45
T7/160, L24, OPTIONAL Preliminarily Secured or | DensDeck Prime HA; PermaMop; XR- (Lim. 7;
W-AM-17 . ’ ] . secured at a rate of UltraPly TPO XR i
N6/6 Insulation secured with top layer or Min. 0.5-inch 18 per 4-ft x 8-ft board BA; or TJ-S Non-
SECUROCK P HVHZ)
Min. 0.5-inch UltraPly TPO Membrane Adhesive V
Dt;r:isnl?sck UltraPly TPO FA | Membrane Adhesive IV
Min. 0.5-inch AP Fasteners & Plates UltraPly TPO FSA Self-adhered -45
W-AM-18 T7/160, L24, OPTIOI_\IAL Prellmlnarlly Secured or S_ECUROCK, secured at a rate of XR-S. TJ-R. ribbon (Lim. 7;
N6/6 Insulation secured with top layer Min. 2-inch ISO 18 per 4-ft x 8-ft board v 1T Non-
CG or Min. 1.5- p adhered 6-inch o.c. or HVHZ)
inch ISOGARD UltraPly TPO XR 1.S.0. Spray R ribbon
HD adhered 12-inch o.c.;
Composite JBSA or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
HD Fasteners and I I oFs Soif-adhored -45
iminari i - UltraPly TPO FSA elf-adhere i :
W-AM-19 | T15/32P, L24 OPTIOI_\IAL Prellmlnarlly Secured or Min. 2-inch ISO Plates secured at a y (Lim. 7;
Insulation secured with top layer CGor ISO rate of 8 per 4-ft x 8-t XR-S, TJ-R, or[.S.O. Non-
board Spray R ribbon adhered | HVHZ)
UltraPly TPOXR | ™15 inch o.c.; JBSA o
TJ-S
UltraPly TPO Membrane Adhesive V
ItraPly TPO FA M Adhesive IV
Min. 1.5-inch HD Fasteners and LIJtra I y TPO embralrfled: ezlve -45
iminari R UltraPly TPO FSA Self-adhere i .
W-AM-20 | T15/32P, L24 OPTIONAL Prellmlnarlly Secured or 1SO CG or Plates secured at a y (Lim. 7;
Insulation secured with top layer 1SO rate of 12 per 4-ft x 8-t XR-S, TJ-R, or1.S.0. Non-)
board Spray R ribbon adhered | HVHZ
UltraPly TPO XR | ™15 ihch o.c.; JBSA or
TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
o Min. 0.5-inch | AP Fasteners & Plates | UltraPly TPO FSA Seli-adhered -45
W-AM-21 T7/1£36L24, CI)PTIIOtI_\lAL Prellmlngrllxhstecu:'ed or DenDeck or secir;—:-td a8t ?trbate 3f 24 XR-S. TJ-R, or 1.S.0. (L,\llm. 7,
nsulation secured with top layer SECUROCK per -ﬁ X -ﬂ board per Spray R ribbon adhered HVo|_r|12—
4-t x 8-1t hoar UltraPly TPO XR 12-inch o.c.; HA; )
PermaMop; XR-BA;
JBSA or TJ-S
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or ; Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
UltraPly TPO SA
T15/32P, 124, | OPTIONAL | Preliminarily Secured or | Min. 0.5-inch | AP Fasteners & Plates | =[5 5 S/ 0 Self-Adhered 525
W-AM-22 N6/6 Insulation secured with top layer | DensDeck Prime secured at arate of 18 (Lim. 7)
per 4-ft x 8-ft board XR-S, TJ-R, or .S.O. '
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; HA;
PermaMop; XR-BA;
JBSA or TJ-S
Min. 60 mil .
UltraPly TPO Membrane Adhesive V
OPTIONAL Preliminarily Secured or Min. 0.5-inch | AP Fasteners & Plates [™yjaply TPO FA_| Membrane Adhesive IV | 52,5
W-AM-23 | T19/32P, L24 Insulation secured with top layer | DensDeck Prime | S€cured atarate of 12 (Lim. 9)
p lay per 4-ft x 8-ft board UltraPly TPO FSA Self-adhered .
UltraPly TPO SA
(HVHZ ONLY) Self-Adhered
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
L . . UltraPly TPO FSA Self-adhered
W-AM-24 T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch Qgcﬁisée;e;iiepé?tfg UItraP)I/y PO SA -52.5
N12/6 Insulation secured with top layer SECUROCK per 4-ft x 8-ft board (HVHZ ONLY) Self-Adhered (Lim. 7)
XR-BA, PermaMop;
UltraPly TPO XR HA: or TJ-S
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered -52.5
Lo . . AP Fasteners & Plates ; .
wanzs | TSOLEA | CFTIONAL | Prelminanty Secuedor | MLt | securedataae o T K
play 24 per 4-ft x 8-ft board adhered 6-inch o.c. or HVHZ
UltraPly TPO XR 1.S.0. Spray R ribbon )
adhered 12-inch o.c.;
JBSA or TJ-S
SECUROCK, UltraPly TPO Membrane Adhesive I -52.5
W-AM-26 T7/160, L.24, Min. 1.5-inch seﬁirggsatteger;joi)lgzeser DensDeck Insulation Adhesive VI ’ (Lim. 7;
N6/6 ISO or ISO CG P Prime, or UltraPly TPO FA Membrane Adhesive | Non-
4-ft x 8-ft board
ISO HD UltraPly TPO FSA Self-adhered HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or - Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
AP Fasteners & Plates 525
T7/160, L24, Min. 1.5-inch SECUROCK or ) . XR-BA, PermaMop; (Lim. 7;
W-AM-27 N6/6 1SO or ISO CG secured at a rate of 24 per DensDeck Prime Insulation Adhesive VI UltraPly TPO XR HA: or TJ-S Non-
4-ft x 8-ft board
HVHZ)
All-Purpose S XR-S, TJ-R, ribbon
Fasteners and adhered 6-inch o.c. or -52.5
CAML T7/160, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch Insulation Fastening 1.S.0. Spray R ribbon (Lim. 7;
W-AM-28 N6/6 Insulation secured with top layer SECUROCK Plates secured at a UltraPly TPO XR adhered 12-inch o.c.; Non-
rate of 22 per 4-ft x 8-t XR-BA, PermaMop or HVHZ)
board HA; JBSA or TJ-S
All-Purpose S XR-S, TJ-R, ribbon
Fasteners and adhered 6-inch o.c. or 52,5
T7/160, L24, OPTIONAL Preliminarily Secured or Min. 1.5-inch Insulation Fastening S (Lim. 7;
W-AM-29 . ) UltraPly TPO XR 1.S.0. Spray R ribbon
N6/6 Insulation secured with top layer ISO HD-C Plates secured at a adhered 12-inch o.c. Non-
rate of 22 per 4-ft x 8-ft IBSA or TJ-S HVHZ)
board
All-Purpose S )
Min. 0.5-inch Fasteners and UltraPly TPO Membrane Adhesive V 525
W-AM-30 T7/160, L24, OPTIONAL Preliminarily Secured or SECUROCK or Insulation Fastening - (Lim. 7;
N6/6 Insulation secured with top layer Min. 1.5-inch Plates secured at a UltraPly TPO FA | Membrane Adhesive IV | Non-
ISO HD-C rate of 22 per 4-ft x 8-t HVHZ)
board UltraPly TPO FSA Self-adhered
Min. 60 mil .
UltraPly TPO Membrane Adhesive V
iminari AP Fasteners & Plates | yjtraPly TPO FA | Membrane Adhesive IV | .
W-AM-31 | T10/32p, 124 | OPTIONAL | Preliminarly Secued or 1SO HD secured at a rate of 15 Y (Li5n51'09)
p lay per 4-ft x 8-ft board UltraPly TPO FSA Self-adhered :
UltraPly TPO SA
(HVHZ ONLY) Self-Adhered
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA | Membrane Adhesive IV
UltraPly TPO FSA Self-adhered
Lo . . AP Fasteners & Plates
T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 1.5-inch UltraPly TPO SA Self-Adhered -60
W-AM-32 N6/6 Insulation secured with top layer ISO CG st—‘:)ceurri(_jﬁa; g_;?t)eogf’(}g (HVHZ ONLY) (Lim. 7)
XR-S, TJ-R, or |.S.0.
Spray R ribbon adhered
UltraPly TPO XR 12-inch o.c.; JBSA or
TJ-S
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8 CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or - Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Base Sheet Attachment Attachment Attachment (psf)
XR-S, TJ-R, ribbon
AII-P:nrgcl)rsguIIZ;?(t)(re]ners adhered 6-inch o.c. or -60
CAML T7/160, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch . 1.S.0. Spray R ribbon (Lim. 7;
W-AM-33 N6/6 Insulation secured with top layer SECUROCK Fastening Plates UltraPly TPO XR adhered 12-inch o.c.; Non-
secured at a rate of 22
or 4-ft X 8-ft board XR-BA, PermaMop or HVHZ)
P HA; JBSA or TJ-S
All-Purpose Fasteners XR-S, TJ-R, ribbon
T7/160, L24 OPTIONAL Preliminarily Secured or | Min. 1.5-inch and Insulation adhered 6-inch o.c. or (Li-nGﬁO 7;
W-AM-34 N6/é ' Insulation secured with top layer ISb HD-C Fastening Plates UltraPly TPO XR 1.S.0. Spray R ribbon Noﬁ- ’
secured at a rate of 22 adhered 12-inch o.c.; HVHZ)
per 4-ft x 8-ft board JBSA or TJ-S
Min. 0.5-inch AII-P;;S?EEUIIZ;%?]ners UltraPly TPO Membrane Adhesive V -60
W-AM-35 T7/160, L24, OPTIONAL Preliminarily Secured or SECUROCK or Fastening Plates UltraPly TPO FA | Membrane Adhesive IV | (Lim. 7;
N6/6 Insulation secured with top layer Min. 1.5-inch secured at a?rate of 22 Non-
1ISO HD-C per 4-ft x 8-t board UltraPly TPO FSA Self-adhered HVHZ)
UltraPly TPO or .
UltraPly TPO FA Membrane Adhesive IV
L . . UltraPly TPO FSA Self-adhered
W-AM-36 T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch Qgcﬁisée;egsriepé?ti; UItraP)I/y PO SA -67.5
N6/6 Insulation secured with top layer SECUROCK per 4-ft x 8-ft board (HVHZ ONLY) Self-Adhered (Lim. 7)
XR-BA, PermaMop;
UltraPly TPO XR HA: or TJ-S
Min. 0.5-inch
) UltraPly TPO FSA Self-adhered
T15/32P, L24, OPTIONAL Preliminarily Secured or D(_anDeck, min. | AP Fasteners & Plates -75
W-AM-37 N6/6 Insulation secured with top layer 2-inch ISO CG, | secured at arate of 24 (Lim. 7)
play min. 1.5-inch per 4-ft x 8-ft board UltraPly TPO SA Self-Adhered :
I1SO HD-C (HVHZ ONLY)
Min. 60 mil .
UltraPly TPO Membrane Adhesive V
AP Fast & Plat UltraPly TPO FA | Membrane Adhesive IV
W-AM-38 T15/32P, L24, OPTIOI_\IAL Preliminarily Secured or Min. 0.5—in_ch secu?esdearleazsrate Oéfl ;i UltraPly TPO FSA Self-adhered _-75
N6/6 Insulation secured with top layer DenDeck Prime per 4-ft x 8-ft board XR-S, TJ-R, adhered (Lim. 7)
4-inch o.c.; XR-BA,
UltraPly TPO XR PermaMop; HA: or
TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Insulated Wood Deck (New, Existing or Recover)
System : Bage Base Insulation or ; Top Insulation Membrane MDP
Deck Detail Insulation or Top Insulation Membrane
No. Base Sheet Attachment Attachment Attachment (psf)
Base Sheet
Lo Min. 2-inch ISO | AP Fasteners & Plates Min. 60 mil UltraPly Bonding
W-AM-39 T15/§|%|7€; L24, OIESBS E‘(;?]L Psrggumrgg:;\%r? g)cpulr:)(/iecrjr CG, min. 1.5- | secured at a rate of 24 UltraPly TPO Adhesive or JBSA (Li-;s 7
inch ISO HD-C per 4-ft x 8-ft board UltraPly TPO FSA Self-adhered '
UltraPly TPO Membrane Adhesive V
SECUROCK, :
W-AM-40 T15/32P, 1.24, Min. 1.5-inch seﬁirggseite ger[astf ol?lsztleser DensDeck Insulation Adhesive VI T B 75
N6/6 ISO or ISO CG p Prime, or UItraPIy TPO FSA Self-adhered (le 7)
4-ft x 8-ft board
(HVHZ ONLY)
. . AP Fasteners & Plates
T15/32P, L24, Min. 1.5-inch SECUROCK or . . XR-BA, PermaMop; -75
W-AM-41 N6/6 1SO or ISO CG secured at a rate of 24 per DensDeck Prime Insulation Adhesive VI UltraPly TPO XR HA: or TJ-S (Lim. 7)
4-ft x 8-ft board
UltraPly TPO Membrane Adhesive V
UltraPly TPO FA Membrane Adhesive IV
W-AM-42 T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch Q:cszséeaqegsr;epé?tgi lﬂtliapphll -I:I'PPOOFST Self-adhered -82.5
"AM- : ; ral i
N6/6 Insulation secured with top layer SECUROCK per 4-ft x 8-ft board (HVH% ONLY) Self-Adhered (Lim. 7)
XR-BA, PermaMop;
UltraPly TPO XR HA: or TJ-S
UltraPly Bonding
UltraPly TPO or Adhesive or Single-Ply
All-Purpose S UltraPly TPO FA LVOC Bonding
Fasteners and Adhesive 1168
AML T15/32P, L24, OPTIONAL Preliminarily Secured or Min. 0.5-inch Insulation Fastening UltraPly TPO FSA Self-adhered -90
W-AM-43 N6/6 Insulation secured with top layer SECUROCK Plates secured at a UItraP)I/y TPO SA (Lim. 7)
f 24 4- - 3
rate of 24 per 4-ft x 8-ft (HVHZ ONLY) Self-Adhered
board
XR-BA, PermaMop;
UltraPly TPO XR HA: or TJ-S
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Wood Deck (New or Existing)
. Base Top
Sy’\it)em Deck Detail Th\?;m(a)llr gzrrrrlizrr or InsE:Jth?on Insulation Ins-lE?aF:ion Insulation Membrane Membrane Attachment IEAZfF))
’ P Attachment Attachment P
S UltraPly QuickSeam R.M.A
Preliminarily ) -30
. . N Strip attached 8-ft o.c. and . .
W-M-1 T15/32P, L24 As required OPTIONAL Secured or Min. 0.5-_|nch Preliminarily UltraPly TPO secured with All Purpose (Lim. 7;
Insulation secured with Insulation Secured inch h h Non-
top layer Fasteners 6-inch o.c. t roug HVHZ)
the Polymer Batten Strip
T7/160 or Preliminarily Min. UltraPly QuickSeam R.M.A -30
W-M-2 T15/32P, As required OPTIOI_\IAL Secured or _ Preliminarily UltraPly TPO Strip attac_hed 5-ft o.c. and (Lim. 7;
L24. N6 Insulation secured with 0.25-|n_ch Secured secured with HD Fasteners Non-
' top layer Insulation and Plates 6-inch o.c. HVHZ)
Preliminarily . . -30
T7/160 or OPTIONAL L UltraPly TPO Attached in-lap 6-inch o.c. .
OPTIONAL Secured or DensDeck or | Preliminarily - . . (Lim. 7;
W-M-3 T15/32P, V-Force Vapor Insulation secured with SECUROCK Secured (60-inch with HD Fasteners & Plates; Non-
L24, N6/6 Barrier Membrane wide) Fastener rows 54-inch o.c.
top layer HVHZ)
UltraPly QuickSeam R.M.A 30
S Strip attached 4-ft o.c. and :
T7/160 or . OPTIONAL Preliminarily . (Lim. 7;
W-M-4 T15/32P, L24 As required Insulation Secured - - UltraPly TPO secured with All-Purpose Non-
Fasteners and HD Seam HVHZ)
Plates 12-inch o.c.
Min. 60 mil . . -30
T19/320, L24, . OPTIONAL | Preliminarily UltraPly TPo | Attachedin-lap 9-incho.c. | ;7.
W-M-5 As required . - - : with HD Fasteners & Plates;
N6/6 Insulation Secured (96-inch h Non-
. Fastener rows 90-inch o.c.
wide) HVHZ)
Preliminarily . . -37.5
T7/160 or Lo UltraPly TPO Attached in-lap 18-inch o.c. h .
W-M-6 T15/32P, As required OPTIONAL Secured or DensDeck or | Preliminarily (48-inch with HD Fasteners & Plates; (Lim. 7;
Insulation secured with SECUROCK Secured . . Non-
L24, N6/6 wide) Fastener rows 42-inch o.c.
top layer HVHZ)
Preliminarily Min. 60 mil . . -37.5
T19/320, L24, . OPTIONAL | Securedor | OPTIONAL | Preliminarily | Ultraply TPo | Attached in-lap 6-incho.c. -1 ;™.
W-M-7 As required . . . f with HD Fasteners & Plates;
N6/6 Insulation secured with Insulation Secured (120-inch Fastener rows 114-inch o.c Non-
top layer wide) e HVHZ)
UltraPly QuickSeam R.M.A 45
S Strip attached 4-ft o.c. and )
T7/160 or . OPTIONAL Preliminarily . (Lim. 7;
W-M-8 T15/32P, L24, As required Insulation Secured - - UltraPly TPO secured with All-Purpose Non-
Fasteners and HD Seam
. HVHZ)
Plates 6-inch o.c.
Preliminarily UltraPly TPO Attached in-lap 12-inch o.c 45
W-M-9 T19/32P, L24 As required OPTIONAL Secured or DensDeck or | Preliminarily (48-inch with HD Fasteners & Plates; Lim. 7,
Insulation secured with SECUROCK Secured wide) Fastener rows 42-inch o.c Non-
top layer - HVHZ)
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CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
TPO Single Ply Roofing Systems

APPENDIX B

Mechanically Fastened Assemblies over Wood Deck (New or Existing)

) Base Top
Sy’\it)em Deck Detail Th\?;m(a)llr gzrrrrlizrr or lni?;ﬁon Insulation Ins-lzf)a‘zion Insulation Membrane Membrane Attachment IEAZfF))
’ P Attachment Attachment P
Preliminarily . . -45
T7/160 or Lo UltraPly TPO Attached in-lap 6-inch o.c. ) .
W-M-10 T15/32P, As required OPTIOI\_IAL Secured or DensDeck or | Preliminarily (48-inch with HD Fasteners & Plates; Lim. 7;
Insulation secured with SECUROCK Secured . h Non-
L24 wide) Fastener rows 42-inch o.c.
top layer HVHZ)
Preliminarily . . -45
T UltraPly TPO Attached in-lap 24-inch o.c. . .
W-M-11 | T19/320, L24 As required OPTIONAL | Secured or | DensDeck, | Preliminarily == g i with HD Fasteners & Plates; | &™M- 7
Insulation secured with SECUROCK Secured . - Non-
wide) Fastener rows 42-inch o.c
top layer HVHZ)
Preliminarily Min. 60 mil . .
W-M-12 T19/32P, L24, As required OPTIONAL Secured or DensDeck or | Preliminarily | UltraPly TPO Wﬁﬁaﬁgegég{;%ilgc&;gg- -45
N6/6 a Insulation secured with SECUROCK Secured (120-inch Fastener rows 114-inch o c’ (Lim. 7)
top layer wide) .C.
Preliminarily Min. 60 mil Attached in-lap 4-inch o.c -45
T19/320, L24, . OPTIONAL Secured or OPTIONAL Preliminarily | UltraPly TPO ; P . (Lim. 7;
W-M-13 As required h - . ) with HD Fasteners & Plates;
N6/6 Insulation secured with Insulation Secured (120-inch : Non-
. Fastener rows 114-inch o.c.
top layer wide) HVHZ)
Preliminarily Min. 60 mil Attached in-lap 5-inch o.c -52.5
W-M-14 T19/320, L24, As required OPTIOI\_IAL Secured or OPTIOI\_IAL Preliminarily UItraPI_y TPO with HD Fasteners & Plates: (Lim. 7;
N6/6 Insulation secured with Insulation Secured (96-inch . Non-
; Fastener rows 90-inch o.c.
top layer wide) HVHZ)
Induction Welded Assemblies over Wood Deck (New or Existing)
System Deck Detail Therr_nal Basg Base Insulation Top_ Top Insulation Membrane Membrane Attachment MDP
No. Barrier Insulation Attachment Insulation Attachment (psf)
Preliminarily Invisiweld -30
As OPTIONAL Secured or DensDeck or | fastened at a rate Induction welded to (Lim. 7;
W-w-1 T15/32P, L24 required Insulation secured with top SECUROCK | of 6 per 4 ft. x 8 ft. UltraPly TPO Invisiweld plates Non-
layer board HVHZ)
Preliminarily Invisiweld -45
As OPTIONAL Secured or DensDeck or | fastened at a rate Induction welded to (Lim. 7;
W-w-2 T19/320, L24 required Insulation secured with top SECUROCK | of 6 per 4 ft. x 8 ft. UltraPly TPO InvisiWeld plates Non-
layer board HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLIES] TPO Single Ply Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Induction Welded Assemblies over Wood Deck (New or Existing)
System Deck Detalil Thermal Basg Base Insulation Top_ Top Insulation Membrane Membrane Attachment MDP
No. Barrier Insulation Attachment Insulation Attachment (psf)
Invisiweld secured 24-inch
T7/160 or Preliminarily o.c. through deck into wood -45
As OPTIONAL Secured or DensDeck or Preliminarily rafters/trusses in rows (Lim. 7;
W-w-3 T15/32P, L24 required Insulation secured with top SECUROCK Secured UltraPly TPO spaced 48-inch o.c.; Non-
layer Membrane welded to HVHZ)
InvisiWeld plates
Preliminarily Invisiweld
As OPTIONAL Secured or DensDeck or | fastened at a rate Induction welded to -52.5
W-w-4 T15/32P, L24 required Insulation secured withtop | SECUROCK | of 8 per 4 ft. x 8 ft. UltraPly TPO Invisiweld plates (Lim. 7)
layer board
Preliminarily Invisiweld
W-W-5 T19/32P, L24, As OPTIONAL Secured or DensDeck or | fastened atarate | ;. o 10 Induction welded to -52.5
N6/6 required Insulation secured with top SECUROCK of 12 per 4 ft. x 8 Y Invisiweld plates (Lim. 7)
layer ft. board
Preliminarily Igg‘égg? Invisiweld -67.5
W-W-6 T15/32P, L24, As OPTIONAL Secured or or IS’O HD-C" fastened at a rate UltraPly TPO Induction welded to (Lim. 7;
N6/6 required Insulation secured with top DensDeck or‘ of 16 per 4 ft. x 8 y InvisiWeld plates Non-
layer SECUROCK ft. board HVHZ)
Invisiweld secured 6-inch
T7/160 or Preliminarily o.c. through deck into wood
T15/32P, L24, As OPTIONAL Secured or Preliminarily rafters/trusses in rows -75
W-W-7 N6/6 required Insulation secured with top DensDeck Secured UltraPly TPO spaced 96-inch o.c.;; (Lim. 7)
layer Membrane Induction
welded to InvisiWeld plates
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