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1.

10.

11.

( INSTALLATION NOTES:

ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR
LOCATION SHOWN, UNLESS OTHERWISE STATED.

THE NUMBER OF INSTALLATION ANCHORS DEPICTED IS THE
MINIMUM NUMBER OF ANCHORS TO BE USED FOR PRODUCT
INSTALLATION.

INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A
TOLERANCE OF +1/2 INCH OF THE DEPICTED LOCATION IN THE
ANCHOR LAYOUT DETAIL (I.E., WITHOUT CONSIDERATION OF
TOLERANCES). TOLERANCES ARE NOT CUMULATIVE FROM ONE
INSTALLATION ANCHOR TO THE NEXT.

FOR INSTALLATION THROUGH 2X BUCK USE #10 WOOD SCREWS.
INSTALLATION SHALL CONFORM TO THE FOLLOWING
REQUIREMENTS:

4.1. MINIMUM EMBEDMENT OF 1-1/2" INTO WOOD

4.2. MINIMUM EDGE DISTANCE OF 1/2"

4.3. MINIMUM O.C. DISTANCE OF 3/4"

FOR INSTALLATION THROUGH METAL FRAME USE #10

SELF-DRILLING, SAE GR. 5, TYPE SCREWS. INSTALLATION SHALL

CONFORM TO THE FOLLOWING REQUIREMENTS.

5.1. THREE (3) THREADS MINIMUM PENETRATION BEYOND METAL
FRAME WALL.

5.2. MINIMUM EDGE DISTANCE OF 1/2"

5.3. MINIMUM O.C. DISTANCE OF 3/4"

FOR INSTALLATION THROUGH MASONRY AND CONCRETE USE, 1/4"
TITEN SIMPSON SCREWS. INSTALLATION SHALL CONFORM TO THE
FOLLOWING REQUIREMENTS.

5.1. MINIMUM EMBEDMENT OF 2 1/2"

5.2. MINIMUM EDGE DISTANCE OF 1 1/2"

5.3. MINIMUM O.C. DISTANCE OF 3"

FOR MASONRY OR CONCRETE OPENINGS, A 1X WOOD BUCK MAY BE
USED (OPTIONAL) AS LONG AS THE MINIMUM EMBEDMENT AND
EDGE DISTANCE REQUIREMENTS ARE STILL MET WITHIN THE
CORRESPONDING HOST SUBSTRATE. SEE GENERAL NOTE #3 ON
SHEET 1 FOR MORE INFORMATION.

MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE
SHEATHING, & WALL FINISHES, INCLUDING BUT NOT LIMITED TO
STUCCO, FOAM, BRICK VENEER, AND SIDING.

INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE
MADE OF CORROSION RESISTANT MATERIAL OR HAVE A
CORROSION RESISTANT COATING.

ASSEMBLY SCREWS, #10 FH SCREWS, ARE LOCATED THROUGH
SPACER CLIPS (ITEM #3) AT 24" O.C.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE
WITH ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS,
AND ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH
STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BY
THE ANCHOR MANUFACTURER.

INSTALLATION ANCHOR CAPACITIES FOR PRODUCTS HEREIN ARE
BASED ON SUBSTRATE MATERIALS WITH THE FOLLOWING
PROPERTIES:
A.  WOOD - MINIMUM SPECIFIC GRAVITY OF 0.42.
B. CONCRETE -MINIMUM COMPRESSIVE STRENGTH OF 3000
PSI.
C. GROUT-FILLED CMU- UNIT STRENGTH CONFORMS TO ASTM
C-90 WITH MINIMUM COMPRESSIVE STRENGTH OF 2000 PSI
AND GROUT CONFORMS TO ASTM C 476, MINIMUM GROUT
COMPRESSIVE STRENGTH OF 2000 PSI.
D. HOLLOW BLOCK CMU - UNIT STRENGTH CONFORMS TO ASTM
C-90 WITH MINIMUM COMPRESSIVE STRENGTH OF 2000 PSI.
E. STEEL- MINIMUM WALL THICKNESS OF 54 MILS (16 GA.)
WHEN THROUGH GUSSET INSTALLATION.
F. ALUMINUM - 1/8" MINIMUM THICKNESS (6063-T5)

GENERAL NOTES:

ANDERSEN CORPORATION

A-SERIES, 400 AND 200 SERIES PATIO DOOR
REINFORCED MULLION ASSEMBLY

1. THE PRODUCT SHOWN HEREIN IS DESIGNED AND
MANUFACTURED TO COMPLY WITH THE CURRENT FLORIDA
BUILDING CODE (FBC), EXCLUDING HVHZ AND HAS BEEN
EVALUATED ACCORDING TO THE FOLLOWING:

o TAS 202-94
e CH 17 OF THE CURRENT EDITION OF FBC

2. ADEQUACY OF THE EXISTING STRUCTURAL
CONCRETE/MASONRY, 2X AND METAL STUD FRAMING AS A
MAIN WIND FORCE RESISTING SYSTEM CAPABLE OF
WITHSTANDING AND TRANSFERRING APPLIED PRODUCT LOADS
TO THE FOUNDATION IS THE RESPONSIBILITY OF THE ENGINEER
OR ARCHITECT OF RECORD FOR THE PROJECT OF INSTALLATION.

3. 1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF RECORD
FOR THE PROJECT OF INSTALLATION.

4. THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIC
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT IN NON-HVHZ
AREAS. IN HVHZ AREAS, ONE TIME PRODUCT APPROVAL TO BE
OBTAINED FROM TEXAS DEPARTMENT OF INSURANCE.

5. APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED TO
PROTECT THIS PRODUCT IN WIND BORNE DEBRIS REGION ZONE
3 OR LESS SUCH THAT ADJOINING DOORS ARE IMPACT RATED.

6. APPROVED IMPACT PROTECTIVE SYSTEM IS REQUIRED FOR THIS
PRODUCT IN WIND BORNE DEBRIS REGION ZONE 4.

7. WINDOW/DOOR FRAME MATERIAL: PONDEROSA PINE OR
EQUIVALENT (5.G.=0.45).

8. IN ACCORDANCE WITH IBC, WOOD COMPONENTS SHALL HAVE
BEEN PRESERVATIVE TREATED OR SHALL BE OF A DURABLE
SPECIES.

9. IN ACCORDANCE WITH THE IBC, DISSIMILAR METALS INCLUDING
FASTENERS THAT MAY COME INTO CONTACT WITH ALUMINUM
UNIT FRAMING SHALL BE PROTECTED.

10.DESIGNATIONS "X" AND "O" STAND FOR THE FOLLOWING:
X: OPERABLE PANEL
O: FIXED PANEL

11.CUSTOM SIZES AVAILABLE UPON REQUEST. CUSTOM DESIGN
PRESSURE WILL BE ASSIGNED EQUAL TO NEXT LARGER
STANDARD SIZE.

12.MULL ASSEMBLIES ARE QUALIFIED FOR TWO OR MORE UNITS
PER OPENING IN THE FOLLOWING CONFIGURATIONS:
e "ONE WAY" - RIBBON OR STACKED MULLIONS
e "TWO WAY" - 'X'OR 'T' MULLIONS

13. GROUPS |, II, & Ill CONSIST OF 4-9/16" MULLIONS (ITEM #1A).
GROUPS IV, V, & VI CONSIST OF 6-9/16" MULLIONS
(ITEM #1B)

(WZ3) (IMPACT)

MULLING INSTRUCTIONS:

STEP 1: ESTABLISH MULL ASSEMBLY
FRAME TYPES AND MULL
CONFIGURATION.

STEP 2: VERIFY MULL ASSEMBLY
CONSTRUCTION FROM SHEETS 2-7
(REFER TO ABBREVIATION TABLE
ABOVE) AND DETERMINE GROUP
NUMBER.

STEP 3: DETERMINE ALLOWABLE LOAD
OF MULL ASSEMBLY FROM APPLICABLE
LOAD TABLE BASED ON MULL GROUP
NUMBER, REFER TO SHEETS 9-12.

STEP 4: INSTALL MULLION BASED ON
APPLICABLE SPECIFICATIONS SHOWN
ON SHEET 8.

MISSILE IMPACT RATING

SMALL AND LARGE MISSILE
IMPACT RATED

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
JAND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

i

FWHID TO FWHID

VERTICAL MULL

&)

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

) FWHID TO FW

W VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

6-9/16"

Vi

/T\ FWHID TO FWHID

W VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO. MULL TYPE GROUP NO.

4-9/16" I 4-9/16" I

6-9/16" Vi 6-9/16" Vv
/B\ _ FWHID TO FWTDS

VERTICAL OR HORIZONTAL MULL m FWH I D TO F LEXI
FWH I D To FWTD \y VERTICAL OR HORIZONTAL MULL

o
C

2 VERTICAL OR HORIZONTAL MULL
B
\2/

FWHID TO FWSLD

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO. MULL TYPE GROUP NO.
4-9/16" M 4-9/16" I
6-9/16" v 6-9/16" v

/G FWHID TO FW /H\  FWHID TO ATV
W VERTICAL OR HORIZONTAL MULL W VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULLTYPE | GROUP NO.
6-9/16" v

MGU;IT:DE GROtJ/IP NO. é)
7T\ FWHID TO FWTDS
VERTICAL OR HORIZONTAL MULL /M\

2
@ FWHID TO FWTD 2
L

FWHID TO FLEXI

VERTICAL OR HORIZONTAL MULL

VERTICAL OR HORIZONTAL MULL

FWHID TO FWSLD
W VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

(WZ3)(IMPACT)
BUILDING DROPS, INC.

A-SERIES, 400 SERIES AND
200 SERIES PATIO DOOR
REINFORCED MULLION JOINING
MULLION ASSEMBLY SECTIONS (1)

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23]

MISC. UPDATES SH |12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
JAND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULLTYPE | GROUP NO.
6-9/16" v

MULL TYPE

GROUP NO.
6-9/16" v

FWHID TO FW

FWHID TO FW B

Q

VERTICAL OR HORIZONTAL MULL

W VERTICAL OR HORIZONTAL MULL

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO. MULL TYPE GROUP NO.
4-9/16" 1l 4-9/16" m
6-9/16" v 6-9/16" Vi

FWOD TO FWOD

VERTICAL MULL

FWOD TO FWTDS

VERTICAL OR HORIZONTAL MULL

FWOD TO FWTD

(EN
B3
F
3 VERTICAL OR HORIZONTAL MULL
E
\3/

FWOD TO FWSLD

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO. MULL TYPE GROUP NO.
4-9/16" I 4-9/16" I
6-9/16" v 6-9/16" \
TN FWOD TO FW T FWOD TO FW
W VERTICAL OR HORIZONTAL MULL W VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

C J( \\éuj

6-9/16" v

/C\  FWHID TO ATV

\y VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" 1l
6-9/16" v

/H\  FWOD TO FLEXI
\y VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

K FWOD TO ATV
\y VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096

PH: (651) 264-5150 FX: (651) 264-5485

A-SERIES, 400 SERIES AND
200 SERIES PATIO DOOR
REINFORCED MULLION JOINING
(WZ3)(IMPACT)
MULLION ASSEMBLY SECTIONS (2)

BUILDING DROPS, INC.
1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

BUILDING DROPS

PREPARED BY:

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23}]

MISC. UPDATES SH [12/21/23]

[THE INSTALTATION DETAILS DESCRIBED HEREIN ARE GENERI]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULLTYPE | GROUP NO. MULLTYPE | GROUP NO. MULLTYPE | GROUP NO.
4-9/16" I 4-9/16" I 4-9/16" I
6-9/16" v 6-9/16" Vi 6-9/16" v

FWGD TO FWTDS F FWGD TO FLEXI
VERTICAL OR HORIZONTAL MULL W VERTICAL OR HORIZONTAL MULL
FWGD TO FWTD

(B
o
C
4 VERTICAL OR HORIZONTAL MULL
B
o
E

FWGD TO FWGD

VERTICAL MULL

)

FWGD TO FWGD SDLT

VERTICAL OR HORIZONTAL MULL
FWGD TO FWSLD
U VERTICAL OR HORIZONTAL MULL
#10 x 7/8" FH SCREWS (SEE

INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

S

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

\%) MULLTYPE | GROUP NO.

MULL TYPE GROUP NO. MULL TYPE GROUP NO.
4-9/16" W 2-9/16" m 4-9/16" I
6-9/16" v T y 6-9/16" v
/B FWGD TO FW A FWGD TO FW /T\  FWGDTO ATV
W VERTICAL OR HORIZONTAL MULL W VERTICAL OR HORIZONTAL MULL W VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

M‘E;I‘{;E GRO:” NO. Mi;ngE GROLIJIP NO. M:J-I;JI;I;?E GRO:J”P NO.
6-9/16" VI 6-9/16" v 6-9/16" 6-9/116"
7T\ FWSLD TO FWSLTDS /N\  PSGD TO PSGD N TO PSGD
4 VERTICAL OR HORIZONTAL MULL 4 VERTICAL MULL 4 VERTICAL MULL
% FWSLD TO FWSLTD >()< NLGD TO NLGD >|i< NLGD TO NLGD
4 VERTICAL OR HORIZONTAL MULL 4 VERTICAL MULL 4 VERTICAL MULL
>L< FWTDS TO FWSLTDS >|5< FWG TO FWG >§< FWG TO FWG
VERTICAL MULL W VERTICAL MULL

4 VERTICAL OR HORIZONTAL MULL W
>|vﬁ FWTD TO FWSLTD

W VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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2023 CODE CHANGE MS 10/19/23|
MISC. UPDATES SH [12/21/23)

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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PSGD TO PSGD

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.

4-9/16" I

6-9/16" v

VERTICAL MULL

NLGD TO NLGD

VERTICAL MULL

FWG TO FWSL

VERTICAL MULL

PSGD TO FLEXI

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16" M

6-9/16" v

VERTICAL MULL

NLGD TO FLEXI

VERTICAL MULL

FWG TO FLEXI

VERTICAL MULL

PSGD TO FW

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

VERTICAL MULL

NLGD TO FW

VERTICAL MULL

FWG TO FW

VERTICAL MULL

PSGD TO PSGD

VERTICAL MULL

NLGD TO NLGD

VERTICAL MULL

FWG TO FWSL

\5/ VERTICAL MULL

PSGD TO PSC

VERTICAL MULL

NLGD TO PSC

VERTICAL MULL

FWG TO PSC

VERTICAL MULL

PSGD TO FW

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16" I

6-9/16" v

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

VERTICAL MULL

NLGD TO FW

VERTICAL MULL

FWG TO FW

VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

PSGD TO FLEXI

VERTICAL MULL

NLGD TO FLEXI

VERTICAL MULL

FWG TO FLEXI

VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

@ Mﬁ;;’;t’E GROLIJIP NO.
PSGD TO PSC Gl

VERTICAL MULL

NLGD TO PSC

VERTICAL MULL

FWG TO PSC

VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.

4-9/16" M
6-9/16" v
Y PSGD TO FW
5 VERTICAL MULL
>i< NLGD TO FW
5 VERTICAL MULL
% FWG TO FW
VERTICAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

BUILDING DROPS, INC.

(WZ3)(IMPACT)

A-SERIES, 400 SERIES AND
200 SERIES PATIO DOOR
REINFORCED MULLION JOINING
MULLION ASSEMBLY SECTIONS (4)

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23}

MISC. UPDATES SH |12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIG)
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL15922

pate: - 10.16.19

DWG. BY: CHK. BY:

JA HEN

SCALE: NTS

owe.#. AWD264

SHEET:

OF ZU




#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

f #10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

12/21/2023 3:22 PM

s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl15922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

PSGD TO FW

VERTICAL MULL

NLGD TO FW

VERTICAL MULL

FWGTO FW

VERTICAL MULL

#10x 7/8" FH SCREWS

FROM END & 8" MAX.
O.C. THEREAFTER.

INSTALL. NOTE 8, SHEET 1) 4-6"

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

PSGD TO ATV

VERTICAL MULL

NLGD TO ATV

VERTICAL MULL

FWG TO ATV

VERTICAL MULL
(SEE

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

@ MULL TYPE GROUP NO.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

PSGD TO ATV

VERTICAL MULL

NLGD TO ATV

VERTICAL MULL

I FWG TO ATV

VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

Mz;b;l’;(fE GROllJlP NO. @
6-9/16" v 29/16" m MULLTYPE | GROUP NO.
6-9/16" v 2-9/16" |
/ I\ FWG SDLT TO FWSLD/FWTD/FWTDS /W PSGD TO FLEXI : /P PSGD TOPSA == 1
6 HORIZONTAL MULL 6 HORIZONTAL MULL 6 HORIZONTAL MULL
% PSGD TO FWT %\ﬁ NLGD TO FLEXI >Q< NLGD TO PSA
6 HORIZONTAL MULL 6 HORIZONTAL MULL 6 HORIZONTAL MULL
>L< NLGD TO FWT >()< FWG TO FLEXI >§< FWG TO PSA
W HORIZONTAL MULL W HORIZONTAL MULL W HORIZONTAL MULL

FROM END & 8" MAX.
O.C. THEREAFTER.

v % 6-9/16" v JA H F N
S PSGD TO FW A PSGD TO FW Y PSGD TO ATV SCALE: NTS
6 HORIZONTAL MULL 6 HORIZONTAL MULL 6 HORIZONTAL MULL DWG. #:
>f< NLGD TO FW %N< NLGD TO FW >i< NLGD TO ATV — AWD264
6 HORIZONTAL MULL 6 HORIZONTAL MULL 6 HORIZONTAL MULL '
%ﬁ FWG TO FW % FWG TO FW % FWG TO ATV @
\6/ HORIZONTAL MULL \6/ HORIZONTAL MULL \6/ HORIZONTAL MULL OF 2 U

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

(WZ3)(IMPACT)
BUILDING DROPS, INC.
1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

200 SERIES PATIO DOOR
MULLION ASSEMBLY SECTIONS (5)

A-SERIES, 400 SERIES AND
REINFORCED MULLION JOINING

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23}

MISC. UPDATES SH |12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIG)
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL15922

pate: - 10.16.19
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#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

MULL TYPE GROUP NO.
2-9/16" |
6-9/16" v

/A\ PSGD TO ELLIPTICAL /D) PSGD TO PSGD SDLT
7 HORIZONTAL MULL 7 VERTICAL MULL

>|'3< NLGD TO ELLIPTICAL >ﬁ NLGD TO NLGD SDLT
7 HORIZONTAL MULL 7 VERTICAL MULL

>c< FWG TO ELLIPTICAL >|':< FWG TO FWG SDLT

\U HORIZONTAL MULL \U VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

/1 FWSL TO FWSLD/FWTD/FWTDS K
7 VERTICAL OR HORIZONTAL MULL m FWH TO FWH 6-9/16 v
K\ FWTTO FWSLD/FWTD/FWTDS \U VERTICAL MULL

VERTICAL OR HORIZONTAL MULL

\Z/

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

M:J;I}I;PE GROUP NO. MULL TYPE GROUP NO.
6j9/16" 1/' 2-9/16" I
6-9/16" v
700N FWH TO FLEXI PN FWH TO PSA
w VERTICAL OR HORIZONTAL MULL 7 VERTICAL OR HORIZONTAL MULL
Q FWH TO PSC
K \y VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

PSGD TO PSGD SDLT

VERTICAL MULL

NLGD TO NLGD SDLT

VERTICAL MULL
| FWG TO FWG SDLT
\U VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.

4-9/16" M
6-9/16" v
/M FWH TO FWT
7 VERTICAL OR HORIZONTAL MULL
>|\ﬁ FWH TO FWSL
\U VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

FWHTO FW

VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

(WZ3)(IMPACT)
BUILDING DROPS, INC.
1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

200 SERIES PATIO DOOR
MULLION ASSEMBLY SECTIONS (6)

A-SERIES, 400 SERIES AND
REINFORCED MULLION JOINING

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23]

MISC. UPDATES SH |12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI

[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10x 7/8" FH SCREWS (SEE

INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

FWHTO FW

=)

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

FWH TO ATV

o)

#10 x 7/8" FH SCREWS (SEE

INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

)

/D\ISPD 4 9/16 TO ISPD 4 9/16
8

VERTICAL MULL

E\ISPD 4 9/16 TO ISPD STAT 4 9/16

8/

VERTICAL MULL

(1N

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

ISPD 4 9/16 TO FLEXI

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.
O.C. THEREAFTER.

MULL TYPE

GROUP NO.

4-9/16"

6-9/16"

\

ISPD 4 9/16 TO FW

VERTICAL OR HORIZONTAL MULL

MULL TYPE GROUP NO.
4-9/16" Ml
6-9/16" v

ISPD 4 9/16 TO FW

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6.9/16" v

FWH TO ELLIPTICAL

HORIZONTAL MULL

A

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

ISPD 4 9/16 TO PSA

VERTICAL OR HORIZONTAL MULL

ISPD 4 9/16 TO PSC

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M

ISPD 4 9/16 TO ATV I v

VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

A-SERIES, 400 SERIES AND
200 SERIES PATIO DOOR
REINFORCED MULLION JOINING
(WZ3)(IMPACT)
MULLION ASSEMBLY SECTIONS (7)

BUILDING DROPS, INC.
1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

BUILDING DROPS

PREPARED BY:

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23}

MISC. UPDATES SH |12/21/23)

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI

[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS (SEE #10 x 7/8" FH SCREWS (SEE #10 x 7/8" FH SCREWS (SEE ) ;
INSTALL. NOTE 8, SHEET 1) 4-6" INSTALL. NOTE 8, SHEET 1) 4-6" INSTALL. NOTE 8, SHEET 1) 4-6" ‘ ‘
FROM END & 8" MAX. FROM END & 8" MAX. FROM END & 8" MAX. ANDERSEN
O.C. THEREAFTER. O.C. THEREAFTER. O.C. THEREAFTER. WINDOWS & BOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

— @]
= 2| z, .
S =z z o g
E L \ 5 <58 2 A EaRgs
BozE g QregsE
@ x00% & o2zals
WiEIDSa > 2523
MULLTYPE | GROUP NO. MULLTYPE | GROUP NO. MULLTYPE | GROUP NO. D g d s @ O % 2323
4-9/16" 1 6-9/16" v 6-9/16" v 8 o g = s ZL55%¢
6-9/16" v S m 5 oz &
s S =3 =
==} o)
/AN ISPD 4 9/16 TO ELLIPTICAL / B\ ISPD 69/16 TO ISPD 6 9/16 /D) ISPD69/16 TO FLEXI zog z2 |o@
w0 = )
\9/ HORIZONTAL MULL 9 VERTICAL MULL \9/ VERTICAL OR HORIZONTAL MULL @ z = a g
< = =) o E
C\ ISPD 6 9/16 TO ISPD STAT 6 9/16 N i P
w a =
w VERTICAL MULL = wJ =
|l [a% =]
#10 x 7/8" FH SCREWS (SEE #10 x 7/8" FH SCREWS (SEE #10 x 7/8" FH SCREWS (SEE REMARKS BY | DATE
INSTALL. NOTE 8, SHEET 1) 4-6" INSTALL. NOTE 8, SHEET 1) 4-6" INSTALL. NOTE 8, SHEET 1) 4-6" 2023 CODE CHANGE [ MS J10/19/23}
FROM END & 8" MAX. FROM END & 8" MAX. FROM END & 8" MAX. ISC. UPDATES i 222l

O.C. THEREAFTER.

O.C. THEREAFTER. O.C. THEREAFTER.

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

[ L\ 5 c || [ L\ 5
@ MULL TYPE GROUP NO. @ MULL TYPE GROUP NO. @ MULL TYPE GROUP NO.
6-9/16" v 6-9/16" v 6-9/16" v 7
7
SN Z
S
m ISPD 6 9/16 TO PSA /é\ ISPD 6 9/16 TO FW m ISPD 6 9/16 TO FW = =
9 VERTICAL OR HORIZONTAL MULL \9/ VERTICAL OR HORIZONTAL MULL \?J VERTICAL OR HORIZONTAL MULL - % * =
F ISPD 6 9/16 TO PSC #10 x 1-1/4" FH SCREWS (SEE =3 & =
9 VERTICAL OR HORIZONTAL MULL INSTALL. NOTE 8, SHEET 1) 4-6" 2 s
FROM END & 8" MAX. //, Lot N
#10 x 7/8" FH SCREWS (SEE #10 x 7/8" FH SCREWS (SEE O.C. THEREAFTER. 7,

INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

INSTALL. NOTE 8, SHEET 1) 4-6" mff’f \

FROM END & 8" MAX.

#10 x 7/8" FH SCREWS (SEE

O.C. THEREAFTER. O.C. THEREAFTER. INSTALL. NOTE 8, SHEET 1) 4-6" 1900 N'\Eﬂmll\//l*:\lflngéSlgIZTE 215
FROM END & 8" MAX. FBPE CERT. OF AUTHORIZATION No. 29578
O.C. THEREAFTER. FL

" FL15922
pATE:  10.16.19

DWG. BY: CHK. BY:

©) ©) T | S JA HEN
MULLTYPE | GROUP NO. MULLTYPE | GROUP NO. 4-9/16" I SCALE: NTS

6-9/16" v 6-9/16" W 6-9/16" v

owa.# AWD264
/T\ ISPD 69/16 TO ATV /7T ISPD 6 9/16 TO ELLIPTICAL 7K\  FLEXITO FWGD SHEET:
\9/ VERTICAL OR HORIZONTAL MULL w HORIZONTAL MULL \9/ VERTICAL OR HORIZONTAL MULL @

OF 2u
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#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

AN FW TO FWGD
@ VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS
(SEE INSTALL. NOTE 8,
SHEET 1) 4-6" FROM END
& 8" MAX.

O.C. THEREAFTER.

MULLTYPE | GROUP NO.
4-9/16" 1l
6-9/16" VI

/D FWSLD/FWTD/FWTDS TO FWGD
@ VERTICAL OR HORIZONTAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" "
6-9/16" v

(G FW TO FWHID
\1_0/ VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

i ——
v
|] éé MULL TYPE GROUP NO.

4-9/16" n
6-9/16" VI

B ATF TO FWGD
@ VERTICAL OR HORIZONTAL MULL

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" Ml

6-9/16" v

/E\ FWGD TO FWGD
@ VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" n
6-9/16" Vi

/H\  ATFTO FWHID

@ VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

éé MULL TYPE GROUP NO.

4-9/16" I
6-9/16" v

4 ATV TO FWGD
@ VERTICAL OR HORIZONTAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

N FLEXI TO FWHID
@ VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

/T\  ATVTO FWHID

@ VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

1900 NE MIAMI CT. SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

A-SERIES, 400 SERIES AND
200 SERIES PATIO DOOR
REINFORCED MULLION JOINING
(WZ3)(IMPACT)

MULLION ASSEMBLY SECTIONS (9)

BUILDING DROPS, INC.

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY | DATE

2023 CODE CHANGE MS |10/19/23]

MISC. UPDATES SH |12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS
(SEE INSTALL. NOTE 8,
SHEET 1) 4-6" FROM END
& 8" MAX.

O.C. THEREAFTER.

MULLTYPE | GROUP NO.
4-9/16" I
6-9/16" VI

/A FWSLD/FWTD/FWTDS TO FWHID
11

VERTICAL OR HORIZONTAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

FW TO FWOD

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS
(SEE INSTALL. NOTE 8,
SHEET 1) 4-6" FROM END
& 8" MAX.

O.C. THEREAFTER.

G

MULLTYPE | GROUP NO.
4-9/16" 1l
6-9/16" VI

FWSLD/FWTD/FWTDS TO FWOD

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULLTYPE | GROUP NO.
4-9/16" 1l
6-9/16" Vi

FWHID TO FWHID

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" M
6-9/16" v

FLEXI TO FWOD

VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" n
6-9/16" Vi

ATF TO FWOD

(EN (FN

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" 1l
6-9/16" v

ATV TO FWOD

VERTICAL OR HORIZONTAL MULL

Q %

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

VERTICAL OR HORIZONTAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

H FWOD TO FWOD

MULL TYPE GROUP NO.
4-9/16" m
6-9/16" VI

/FWTDS TO FWSLD/FWTD/FWTDS

/1T FWSLD/FWTD
11

VERTICAL MULL

(A
QU

VERTICAL OR HORIZONTAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

U] 5} @)
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nzo% 3 CEEEE -
oa>b= 2 >35325%
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wog o =
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<~z > |2 =
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2023 CODE CHANGE MS 10/19/23|
MISC. UPDATES SH [12/21/23)

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS
(SEE INSTALL. NOTE 8,
SHEET 1) 4-6" FROM END
& 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" I
6-9/16" v

/A ATV TO FWSLD/FWTD/FWTDS
@ VERTICAL OR HORIZONTAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

/D) FLEXI TO FWHID
@ HORIZONTAL OR VERTICAL MULL

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
4-9/16" n
6-9/16" VI

/B ATFTO FWSLD/FWTD/FWTDS
@ VERTICAL OR HORIZONTAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

@ MULLTYPE | GROUP NO.

6-9/16" v
(EY  FWTOFWHID
@ HORIZONTAL OR VERTICAL MULL

#10 x 1-1/4" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

C

MULL TYPE GROUP NO.
4-9/16" I
6-9716 v

FW TO FWSLD/FWTD/FWTDS

12

A
\12/

VERTICAL OR HORIZONTAL MULL

#10x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.
6-9/16" VI

ATF TO FWHID

HORIZONTAL OR VERTICAL MULL

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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#10 x 7/8" FH SCREWS (SEE
INSTALL. NOTE 8, SHEET 1) 4-6"
FROM END & 8" MAX.

O.C. THEREAFTER.

MULL TYPE GROUP NO.

6-9/16" Vi

FWHID TO FWHID

VERTICAL MULL

PRODUCT ABBREVIATION KEY

ABBREVIATION  |PRODUCT NAME

Flexi =|Flexiframe Window

FW =|A Series Specialty Window

Arch. =|Specialty Window

APW =|A Series Picture Window

ATF =|A Series Transom/Fixed

AAN =|A Series Awning

ATV =|A Series Venting Transom

ACW =| A Series Casement

ADH =|A Series Double Hung

FWGD =|A Series Frenchwood Glider Door

FWOD =|A Series Frenchwood Outswing Door

FWHID =|A Series Frenchwood Inswing Door

FWH =|400 Series Inswing Patio Door

FWTDS =|A Series Transom Door

FWSLD =| A Series Sidelite Door

FWTD =| A Series Transom Door

ISPD =|200 Series Inswing Patio Door

#10 x 7/8" FH SCREWS
(SEE INSTALL. NOTE 8,
SHEET 1) 4-6" FROM END

& 8" MAX.
O.C. THEREAFTER.

MULL TYPE GROUP NO.
6-9/16" v
/B  ATVTO FWHID
@ VERTICAL OR HORIZONTAL MULL
COMBINED SECTION
MULLION MOMENT OF MODULUS 'Sx'
INERTIA, 'l' INAM INA3
5.7500 8.6900 4.69
7.7500 16.4000 6.57

#10 x 7/8" FH SCREWS (SEE

INSTALL. NOTE 8, SHEET 1) 4-6"

FROM END & 8" MAX.
O.C. THEREAFTER.

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

MULL TYPE

GROUP NO.

6-9/16"

i

/ ¢\ FWSLD/FWTD/FWTDS TO FWHID

NEY

VERTICAL MULL

PRODUCT ABBREVIATION KEY

ABBREVIATION PRODUCT NAME
FWSLD =|A Series Sidelite Door
FWSLTD =|A Series Sidelite/Transom Door
FWSLTDS =| A Series Sidelite/Transom Door
PSGD =|Perma-Shield Gliding Door
NLGD =|Narroline Gliding Door
FWG =400 Series Frenchwood Glider
FWSL =|A Series Sidelite
PSC =[400 Series Casement
FWSLT =[400 Series Sidelite Transom
FWT =|400 Series Transom
PSA =|400 Series Awning
ELLIPTICAL =|Elliptical
Permasheild Gliding Door / Sidelite
PSGD SDLT =|Door
Narrowline Gliding Door / Sidelite
NLGD SDLT =|Door
FWG SDLT =|Frenchwood Glider/Sidelite
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mD_'AI— Oa"§<€%
wl=zE+= 9 TERas®
x00<% & Coaxs
GEsZ 2 DsEgss
nzo% 3 CEEEE -
oa>b= 2 >35325%

= > wSIEX%
OU)EXLU =z“agis
SHaWM g S8 g
vz Iy 2 =g E
EUJU;Z )
woQo ° 13
WL = g
<~z > |8 s

w = o lg
G« ~ £
| w =
E 2 =
= o @
REMARKS BY | DATE
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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[

L NOTE: d

| INSTALLATION DETAILS ARE |
APPLICABLE TO 4-9/16" AND

| 6-9/16" REINFORCED |

b MULLION ASSEMBLIES. q

/A HORIZONTAL SECTION

Ty

ADJACENT WINDOW FRAMES,
UNDER SEPARATE APPROVAL

(8) #10 x 5/8" FH SCREWS
THROUGH GUSSET TO

JOINING DETAIL
X' MULLION JOINT

/

LOCKING
PLUG

(2) #10 x 2" FH SCREWS
THROUGH EA.
INTERSECTION BRACKET
INTO END PLUG

(2) #10 x 2" FH SCREWS
THROUGH EA.
INTERSECTION BRACKET
INTO END PLUG

/B HORIZONTAL SECTION
@ JOINING DETAIL

'T' MULLION JOINT

(12) #10 PAN HEAD
WOOD SCREWS TO
WOOD OR #10 TEK

EACH ADJACENT FRAME \ SCREWS TO METAL STUD > R_H::_@ = — N
// =
f () () N/ () ()
—————— o — e — A — — i — — — = A= —  — = — — — — -
/ \ e (2) #10x 2" GR. 5
FH SCREWS
@ @ (2) #10x 2" GR. 5 FH /~ THROUGH
/ SCREWS THROUGH GUSSET TO END
m EXTER'OR VlEW GUSSET TO END PLUG | | PLUG
@ MULLION ANCHOR DETAIL ‘ JJ!II_[ ,_QCZF{)EROTLEEAET AL
18" GUSSET INSTALLATION - TYP. | | ‘ m ‘ STUD
Eﬂ"'—_'-F (12) #10 PAN HEAD Ed-\—_;r g -
WOOD SCREWS TO —
WOOD SUBSTRATE
] [ — [ D/
MIN. 1/2" EDGE _ | MIN. 1/2" EDGE _ | L —
DISTANCE — DISTANCE LLL
MIN. 1-1/2" MIN. 3 THREADS
T EMBEDMENT — PENETRATION
m VERTICAL SECTION m VERTICAL SECTION

MULLION ANCHOR DETAIL
GUSSET INSTALLATION - WOOD

MULLION ANCHOR DETAIL
GUSSET INSTALLATION - METAL STUD

LY

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE.
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC

IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE

DOCUMENTS FOR USE WITH THIS DOCUMENT.
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(6) #10 X 5/8" FH SCREWS
THROUGH HALF GUSSET
TO EACH ADJACENT
FRAME

p
()

).P

© ©® ©

1-‘,
B9

®

i

NOTE:

ASSEMBLIES.

0y

PLAN VIEW

(A
1y

ADJACENT WINDOW
FRAMES, UNDER
SEPARATE APPROVAL

MULLION ANCHOR DETAIL
HALF GUSSET INSTALLATION - TYP.

(2) #10 GR. 5 FH SCREWS THROUGH EA.
HALF GUSSET FLANGE INTO MULLION

LENGTH = 7/8" FOR ALL PRODUCTS
EXCEPT, 1" FOR ARCH. & 1-1/4" FOR
FLEXI & FW

(2) #10 GR. 5 FH SCREWS THROUGH HALF

GUSSET FLANGE

INTO MULLION

LENGTH = 7/8" FOR ALL PRODUCTS
EXCEPT, 1" FOR ARCH. & 1-1/4" FOR

| ; FLEXI & FW

(6) #10 x 5/8" FH SCREWS
THROUGH HALF GUSSET
TO EACH ADJACENT

FRAME
= -
_ ) 1 ) )

© e R _ele © o .\%
(8) #10 PH WOOD
SCREWS TO WOOD OR
#10 TEK SCREWS TO MIN. 1/2" EDGE
METAL STUD DISTANCE

EXTERIOR VIEW )

15

&)

MULLION ANCHOR DETAIL
HALF GUSSET INSTALLATION - TYP.

INSTALLATION DETAILS ARE APPLICABLE TO
4-9/16" AND 6-9/16" REINFORCED MULLION

(2) #10 GR. 5 FH SCREWS THROUGH HALF
GUSSET FLANGE INTO MULLION

LENGTH = 7/8" FOR ALL PRODUCTS
EXCEPT, 1" FOR ARCH. & 1-1/4" FOR
FLEXI & FW

gl N T
@\ | @\ |
| | | |
DL s T
HE—{F -1 E T M
METAL STUD
E— 7 — =
L] MIN. 1/2" EDGE ] ] L
atomeAT — N ETans
VERTICAL SECTION /D) VERTICAL SECTION

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096

PH: (651) 264-5150 FX: (651) 264-5485
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

LY

MULLION ANCHOR DETAIL
HALF GUSSET INSTALLATION - WOOD

LY

MULLION ANCHOR DETAIL
HALF GUSSET INSTALLATION - METAL STUD
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[

p)

b}

|
|
)
|
|

@Lr_
—J
N va!

/AN HORIZONTAL SECTION

|
@

(2) #10 x 2" FH SCREWS

THROUGH EA.

N1,

ADJACENT WINDOW ‘/\
FRAMES, UNDER
SEPARATE APPROVAL

LN

(8) #10 x 5/8" FH SCREWS
THROUGH GUSSET TO
EACH ADJACENT FRAME

JOINING DETAIL
'X' MULLION JOINT

LOCKING PLUG

=

\

v

INTERSECTION BRACKET
INTO END PLUG

(2) #10x 2" GR. 5 FH
/SCREWS THROUGH
GUSSET TO END PLUG

(2) #10 x 2" FH
SCREWS THROUGH
EA. INTERSECTION
BRACKET INTO END
PLUG

(2) #10x 2" GR. 5
FH SCREWS
THROUGH GUSSET
TO END PLUG

ADJACENT
DOOR/WINDOW
ANCHORS, UNDER
SEPARATE APPROVAL
(LOCATION VARIES PER
PRODUCT SEE SEPARATE
FLORIDA PRODUCT
APPROVAL

/D

!

=

I ==
IS

m
(NI

[— L7 e
l=- ‘::iy‘lhq

7

l
1

DOOR/WINDOW
UNDER SEPARATE
FLORIDA PRODUCT
APPROVAL

(12) #10 GR. 5 FH SMS
SCREWS THROUGH
FRAME AND GUSSET
TO ROUGH OPENING.
WITH MIN. 3 THREADS
PENETRATION AND
1/2" EDGE DISTANCE
REQUIRED.

VERTICAL SECTION

/B HORIZONTAL SECTION
\16/

16 JOINING DETAIL
T MULLION JOINT

N1,

(12) #10 GR. 5 FH SCREWS THROUGH FRAME AND GUSSET
TO ROUGH OPENING WITH 1 1/2" EMBEDMENT REQUIRED
OR (6) 1/4" SIMPSON TITEN WITH 1" EMBEDMENT TO
MASONRY AND 1-1/2" EMBEDMENT TO CONCRETE
REQUIRED.

EXTERIOR VIEW

MULLION ANCHOR DETAIL
18" FLAT GUSSET INSTALLATION - TYP.

DOOR/WINDOW UNDER
SEPARATE FLORIDA PRODUCT
APPROVAL

ADJACENT DOOR/WINDOW
ANCHORS, UNDER SEPARATE
APPROVAL (LOCATION VARIES
PER PRODUCT SEE SEPARATE
FLORIDA PRODUCT APPROVAL

(EN

NOTE:

INSTALLATION DETAILS ARE APPLICABLE TO
4-9/16" AND 6-9/16" REINFORCED MULLION
ASSEMBLIES.

ADJACENT DOOR/WINDOW
ANCHORS, UNDER SEPARATE
APPROVAL (LOCATION VARIES

PER PRODUCT SEE SEPARATE
FLORIDA PRODUCT APPROVAL
(2) #10x 2" GR. 5 FH

SCREWS THROUGH
GUSSET TO END PLUG

DOOR/WINDOW UNDER

SEPARATE FLORIDA PRODUCT
APPROVAL

(12) #10 GR. 5 FH WOOD
SCREWS THROUGH
FRAME AND GUSSET TO
ROUGH OPENING. 1 1/2"

MULLION ANCHOR DETAIL
FLAT GUSSET INSTALLATION - METAL STUD

(2) #10x 2" GR. 5
FH SCREWS

/— THROUGH
GUSSET TO END
PLUG

(6) 1/4" TITEN

SIMPSON THROUGH

FRAME AND GUSSET
TO ROUGH OPENING.

EMBEDMENT REQUIRED
1X WOOD BUCK

VERTICAL SECTION

OPTIONAL.

(Y

MIN. EMBED: 2-1/2"

VERTICAL SECTION

N1,

FLAT GUSSET INSTALLATION - WOOD

MULLION ANCHOR DETAIL

Q/z MULLION ANCHOR DETAIL
LAT GUSSET INSTALLATION - CONCRETE OR MASONRY

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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REMARKS BY | DATE
2023 CODE CHANGE MS 10/19/23|
MISC. UPDATES SH [12/21/23]
[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIQ
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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ADJACENT WINDOW

SEPARATE APPROVAL

LENGTH = 7/8" FOR ALL PRODUCTS h_—ﬂv—@
FRAMES, UNDER\ 1A EXCEPT, 1" FOR ARCH. & 1-1/4" FOR — N— -] — — N— —) —
\

(10) #10 PH WOOD SCREWS TO WOOD, @—@
@ @ #10 TEK SCREWS TO METAL STUD, OR e — —7 —
1/4" SIMPSON TITEN ANCHORS FOR (2) #10 GR. 5 FH SCREWS THROUGH HALF
CONCRETE/MASONRY GUSSET FLANGE INTO MULLION
e LENGTH = 7/8" FOR ALL PRODUCTS |
0 EXCEPT, 1" FOR ARCH. & 1-1/4" FOR \~\0
ot ) FLEXI & FW N
o —L—— g
= @ @
—h—= @ o3 | |
i e R
(2) #10 GR. 5 FH SCREWS THROUGH EA. Y
BRACKET INTO MULLION | ‘ | |
LENGTH = 7/8" FOR ALL PRODUCTS
EXCEPT, 1" FOR ARCH. & 1-1/4" FOR _L
FLEXI & FW RS
m PLAN VIEW MIN. 2 1/2" o
@ MULLION ANCHOR DETAIL EMBEDMENT )
SLIDE GUSSET INSTALLATION - TYP. NOTE: MIN. 1-1/2" (10) 1/4" SIMPSON TITEN
INSTALLATION DETAILS ARE APPLICABLE TO EDGE DISTANCE ég,i'éRogTsE}“OAASONRY
4-9/16" AND 6-9/16" REINFORCED MULLION
ASSEMBLIES.
7E\ VERTICAL SECTION
@ MULLION ANCHOR DETAIL
SLIDE GUSSET INSTALLATION - CONCRETE/MASONRY
(2) #10 GR. 5 FH SCREWS THROUGH HALF
GUSSET FLANGE INTO MULLION
LENGTH = 7/8" FOR ALL PRODUCTS
(2) #10 GR. 5 FH SCREWS THROUGH EXCEPT, 1" FOR ARCH. & 1-1/4" FOR
BRACKET INTO MULLION FLEXI & FW

FLEXI & FW
W
/ 0 0
6o} \ il[f @ (10) #10 PH WOOD
N SCREWS TO WOOD OR i fi TW@T
\\\ /@) #10 TEK SCREWS TO @ ‘ ‘ @ ‘ ‘
METAL STUD N ‘ N ‘
iff !
/ 1 'e | e |
/ L L
T U 7T U'w i
@ @ MIN. 1 1/2" J MIN. 3 THREADS _| -
EMBEDMENT L \ PENETRATION L
. (10) #10 PH WOOD . (10) #10 TEK SCREWS TO
MIN. 1/2 MIN. 1/2
EDGE DISTANCE SCREWS TO WOOD EDGE DISTANCE METAL STUD
/B\ EXTERIOR VIEW m VERTICAL SECTION ﬁ)\ VERTICAL SECTION

@ MULLION ANCHOR DETAIL @ MULLION ANCHOR DETAIL @ MULLION ANCHOR DETAIL

SLIDE GUSSET INSTALLATION - TYP. SLIDE GUSSET INSTALLATION - WOOD SLIDE GUSSET INSTALLATION - METAL STUD

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485
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REMARKS BY | DATE
2023 CODE CHANGE MS 10/19/23|
MISC. UPDATES SH [12/21/23]

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP |

L - Mull W - Tributary Width (in) N B}
Length (in)[ 18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 9.0 | 1020 | 108.0 | 1140 | 1200 | 126.0 | 132.0 | 138.0 | 144.0 K k|
240 | 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 100.0 | 1000 | 100.0 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 1000 | 100.0 | 100.0
300 | 100.0 | 1000 | 100.0 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 100.0 | 100.0 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0 ANDERSEN
360 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 SRS R
420 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 1000 | 100.0 | 1000 | 1000 | 100.0 | 1000 | 100.0 | 1000 | 100.0 | 1000 | 1000 | 100.0 | 100.0 BAVPORT. NN £5005 1056
480 | 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 PH: (651) 264-5150 FX: (651) 264-5485
540 | 1000 | 100.0 | 100.0 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 _
60.0 | 1000 | 1000 | 100.0 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 1000 | 100.0 o _ 9
66.0 | 1000 | 1000 | 100.0 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 Sz 3 =3 §
720 | 1000 | 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 <80 2 Ltypznt
780 | 1000 | 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 Gozg 2 Q EEEy
840 | 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 1000 | 100.0 1000 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 1000 | 1000 | 100.0 ; 29 < o Qs ;%g%
900 | 1000 | 100.0 | 1000 | 1000 | 1000 | 100.0 1000 | 1000 | 1000 | 97.2 90.8 86.0 826 803 79.0 78.5 78.5 785 78.5 785 785 785 78.5 78.5 785 = E 23 25t
960 | 1000 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 100.0 9.0 86.0 78.6 73.0 68.8 65.7 634 61.9 61.0 60.7 60.7 60.7 60.7 60.7 60.7 60.7 60.7 60.7 <°r @ § = & oz °° i
1020 | 1000 | 100.0 | 1000 | 1000 | 1000 | 983 90.8 793 70.9 64.6 59.7 56.0 53.2 511 495 485 47.8 476 476 476 476 476 476 476 476 gEmlx o = =
108.0 | 1000 | 1000 | 1000 | 994 90.0 824 76.1 653 59.1 53.7 495 463 438 418 40.3 39.2 385 38.0 37.9 37.9 379 37.9 37.9 37.9 379 EoET S |g@
1140 | 1000 | 1000 | 944 843 76.3 698 64.4 56.0 49.9 452 416 38.7 365 347 33.3 323 315 310 30.6 305 305 305 305 305 305 2% 2 |o g
1200 | 1000 | 919 80.7 72.1 65.2 596 55.0 478 24 38.4 352 27 308 292 27.9 26.9 26.1 256 25.2 24.9 24.8 24.8 24.8 248 248 .z °© E |2
126.0 22 79.3 69.6 =% 56.2 513 473 411 36.4 2.9 302 28.0 26.2 2438 236 27 220 214 21.0 207 205 204 20.4 204 204 u 8. =
132.0 80.2 68.9 60.5 54.0 488 445 41.0 356 315 28.4 26.0 24.1 225 212 20.2 19.4 18.7 18.1 177 17.4 172 17.0 17.0 17.0 17.0 = & =
138.0 70.1 60.2 529 472 26 389 35.8 31.0 275 247 936 20.9 195 18.4 174 16.6 16.0 155 15.1 - . - . - -
144.0 617 53.0 465 415 374 342 315 272 241 217 198 182 17.0 16.0 151 . » ” ; REMARKS BY [DATE
2023 CODE CHANGE | Ms [10/19/23]
NOTE: MISC. UPDATES SH |12/21/23]
1) MULLION CHART APPLIES TO 4-9/16" (ITEM #1A) GROUP | REINFORCED COMPOSITE MULL
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF. AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180. PR THEREQUIREMENTS DETALED HEREN, A LCENSED
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION DOCUAENT FOrUs I T DOCUNENT,
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL.
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS:
¢ STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD.
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE
6) TRIBUTARY WIDTH = W = (A+B)/2
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS.
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW.
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MIAMI, FL 33132
l"A" FBPE CERT. OF AUTHORIZATION No. 29578
T | FL15922
_ T
g
N - owe:10.16.19
\4 DWG. BY: CHK. BY:
TN
A 1 SCALE: NTS

owe.# AWD264

OF ZU




12/21/2023 3:22 PM

s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl15922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

(

ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP Il
L -Mull W - Tributary Width (in)

Length (in)|  718.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 126.0 132.0 138.0 144.0
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 955 91.7 89.2 87.7 87.2 87.2 87.2 87.2 87.2 87.2 87.2 87.2 87.2 87.2
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 955 87.3 81.1 76.4 72.9 70.4 68.7 67.7 67.3 67.3 67.3 67.3 67.3 67.3 67.3 67.3 67.3
102.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 88.0 78.7 71.7 66.3 62.2 59.1 56.7 55.0 53.8 53.1 52.8 52.8 528 528 528 52.8 52.8 52.8
108.0 100.0 100.0 100.0 100.0 99.9 91.5 84.5 73.6 65.6 59.6 55.0 514 48.6 46.4 448 435 427 422 420 42.0 420 420 420 42.0 42.0
114.0 100.0 100.0 100.0 93.6 84.7 77.4 715 62.2 55.3 50.2 46.1 43.0 40.5 385 37.0 35.8 35.0 344 34.0 33.9 33.9 33.9 33.9 33.9 33.9
120.0 100.0 100.0 89.6 80.0 72.4 66.2 61.0 53.0 47.1 426 39.1 36.4 34.1 32.4 31.0 29.9 29.0 28.4 27.9 27.7 27.6 276 27.6 27.6 27.6
126.0 100.0 88.0 773 69.0 62.4 57.0 525 456 40.5 36.5 335 31.0 29.1 27.5 26.2 25.2 24.4 238 233 23.0 228 27 2.7 22.7 22.7
132.0 89.0 76.5 67.1 59.9 54.1 49.4 456 395 35.0 31.6 28.9 26.7 25.0 23.6 22.4 21.5 20.7 20.1 19.6 19.3 19.0 18.9 18.8 18.8 18.8
138.0 77.8 66.9 58.7 523 473 432 30.8 34.4 30.5 27.5 25.1 232 21.6 20.4 19.3 18.5 17.8 17.2 16.7 16.4 16.1 15.9 15.8 15.8 15.8
144.0 68.4 58.8 516 46.0 41.6 37.9 34.9 30.2 26.7 24.0 21.9 20.2 18.9 17.7 16.8 16.0 15.4

NOTE:

1) MULLION CHART APPLIES TO 4-9/16" (ITEM #1A) GROUP Il REINFORCED COMPOSITE MULL
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF.
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180.
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL.
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS:
o STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD.
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE
6) TRIBUTARY WIDTH = W = (A+B)/2
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS.
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW.

9 g
P =
Qx> o - 2 £
Zo0= 2 N 4
<C o) (@) o OEa®3 2
w0 o~ x O2393% s
w () =z = O o N g oW
= Q- [ R I S
xO00 5 u ) § @dBED
w - - o< El
= 03883
ca>d=2 & Z235x3
o - =2 ag =z
n==a z g3
< 0 M < oo =}
=0 8 g o
v o g - =3 =
Lo 3 2
x VN yxy — < >'_' o
woQo o
wor = @
<': N = w o =
= 4 (T} - ]
w o o [ ]
wi a =
- w E
= o =
— [ % =]
REMARKS BY | DATE
2023 CODE CHANGE MS [10/19/23]
MISC. UPDATES SH [12/21/23)
[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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L - Mull W - Tributary Width (in) A
Length (in) 18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 126.0 132.0 138.0 144.0 :
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 AN DE RSEN
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 WINDOWS & DOORS
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100 FOURTH AVE NORTH
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 oh. (6533‘{2"62'_?;23’\‘ 5;‘3(235'11)029:4_5485
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 © J
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 a =2 z Z i £
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 <Z( g % 8 g_{ E e é
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 m 8 2 = g o ?, g g E %
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 = o o :E) 3 g '9 Q %gé
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 % ':( = % g G) g g% 5‘2
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 97.3 951 93.8 93.4 93.4 934 934 93.4 93.4 93.4 934 934 93.4 § & g = '5 % w s T E §
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 98.0 91.1 85.8 81.9 79.1 TT1.2 76.0 75.6 75.6 75.6 75.6 75.6 75.6 75.6 75.6 75.6 s E 8 m g = % g
102.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 98.9 88.4 80.5 74.5 69.9 66.3 63.7 61.7 60.4 59.6 59.3 59.3 59.3 59.3 59.3 59.3 59.3 59.3 E g g E 5 B a
108.0 100.0 100.0 100.0 100.0 100.0 100.0 94.8 82.7 3.7 67.0 61.8 5¢.7 546 521 50.3 48.9 48.0 474 47.2 47.2 aAF 2 47.2 472 472 47.2 g 8 8 = E <
114.0 100.0 100.0 100.0 100.0 951 87.0 80.3 69.8 62.2 56.3 51.8 48.3 455 433 416 40.2 39.3 38.6 38.2 38.0 38.0 38.0 38.0 38.0 38.0 <'( N =2 ‘-é-’ B E
120.0 100.0 100.0 100.0 89.9 81.3 74.3 68.5 59.5 52.9 47.9 43.9 40.8 38.3 36.4 348 33.5 32.6 31.9 314 311 31.0 31.0 31.0 310 31.0 & 2 o g s g
126.0 100.0 98.9 86.8 7.5 70.1 64.0 59.0 52 454 41.0 376 349 327 30.9 295 28.3 27.4 26.7 26.2 25.8 256 255 255 255 255 E‘ § g
132.0 99.9 85.9 75.4 67.3 60.8 55.5 5.2 443 39.3 354 324 30.0 28.1 26.5 25.2 241 23.3 22.6 221 21.7 21.4 21.2 21.2 21.2 21.2 - o =
138.0 87.4 75.1 65.9 58.8 53.1 48.5 447 38.7 34.2 30.8 28.2 26.0 24.3 22.9 21.7 20.7 20.0 19.3 18.8 18.4 18.1 17.9 17.8 17.7 17.7 REMARKS BY | DATE
144.0 76.9 66.1 58.0 517 46.7 42.6 39.2 33.9 30.0 27.0 246 2.7 212 19.9 18.9 18.0 173 16.7 16.2 15.8 155 15.2 151 2023 CODE CHANGE MS 10/19/23|
NOTE: MISC. UPDATES SH 12/21/23|
1) MULLION CHART APPLIES TO 4-9/16" (ITEM #1A) GROUP 11l REINFORCED COMPOSITE MULL
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS. I S
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF. AUND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIG
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180. “”MQMWM
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION '
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL.
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS: 2
o STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD N 2
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD. § =
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE =" * =
6) TRIBUTARY WIDTH = W = (A+B)/2 = & —
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS. X §
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE ’/,, S
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL (TN o,?s\\\\
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW. ’Sl‘t’%mﬂ*
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578
" FL15922
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s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl15922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP |, Il, OR lll (TWO-WAY CONFIGURATIONS) A"“».:\_‘ ‘
L - Mull W - Tributary Width (in) ‘ f, }
Length (in)|  18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 126.0 132.0 138.0 144.0 B
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ANDERSEN
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 WINDOWS & DOORS
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 90.9 87.0 83.3 100 FOURTH AVE NORTH
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 90.2 85.7 81.6 77.9 74.5 71.4 on (GSBSYZPGT;QSN 520(22-11)0524.5435
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 88.2 83.3 78.9 75.0 71.4 68.2 65.2 62.5
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 88.9 83.3 78.4 74.1 70.2 66.7 63.5 60.6 58.0 55.6 o f S
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 92.3 85.7 80.0 75.0 70.6 66.7 63.2 60.0 57.1 54.5 52.2 50.0 A Z - Z., c
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 99.2 90.9 83.9 77.9 727 68.2 64.2 60.6 57.4 54.5 51.9 49.6 47.4 455 <z( g % 5 U;E' - g
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 90.9 83.3 76.9 71.4 66.7 62.5 58.8 55.6 52.6 50.0 47.6 455 43.5 417 A 8 > Q % 2 g g g gﬂ
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 923 83.9 76.9 71.0 65.9 61.5 57.7 54.3 51.3 486 46.2 44.0 42.0 40.1 385 E o % Q i g 68 §§
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 85.7 77.9 71.4 65.9 61.2 57.1 53.6 50.4 47.6 45.1 42.9 40.8 39.0 37.3 357 7] 5 Sa Z ) 2 gggg
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 94.2 83.8 75.4 68.5 62.8 58.0 53.8 50.3 471 443 419 39.7 37.7 35.9 34.3 32.8 314 8 & %’ 5 s = ; SE%%
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 88.7 77.6 69.0 62.1 56.5 51.8 47.8 44.4 41.4 38.8 36.5 345 327 31.1 29.6 28.2 27.0 25.9 :‘E a ﬁ g g % g
102.0 100.0 100.0 100.0 100.0 100.0 94.2 86.3 74.0 64.7 57.5 51.8 471 43.2 39.8 37.0 345 32.4 30.5 28.8 273 25.9 24.7 23.5 22.5 216 E P § g ~ y g
108.0 100.0 100.0 100.0 96.9 87.2 79.3 72.7 62.3 54.5 48.5 436 39.7 36.4 33.6 31.2 29.1 27.3 25.7 242 23.0 21.8 20.8 19.8 19.0 18.2 W9 O <§r = -
114.0 100.0 100.0 927 82.4 74.2 67.4 61.8 53.0 46.4 41.2 37.1 337 30.9 28.5 26.5 247 23.2 21.8 20.6 19.5 18.5 177 16.9 16.1 15.5 <N Z o a ]
120.0 100.0 90.9 795 70.7 63.6 57.8 53.0 45.4 39.8 353 31.8 28.9 26.5 24.5 22.7 212 19.9 18.7 17T 16.7 15.9 15.1 - - - " gc-' E % a g
126.0 91.6 78.5 68.7 61.0 54.9 49.9 458 30.2 34.3 30.5 27.5 25.0 22.9 21.1 19.6 18.3 17.2 16.2 15.3 - - - - - - = E =
132.0 79.6 68.3 597 53.1 47.8 43.4 39.8 34.1 29.9 26.5 239 217 19.9 18.4 17.1 15.9 - . = - - " = . - [= a =
138.0 69.7 50.7 52.3 46.5 41.8 38.0 34.9 29.9 26.1 23.2 20.9 19.0 17.4 16.1 = . E . . = . - = = . REMARKS BY | DATE
144.0 61.3 52.6 46.0 40.9 36.8 33.5 30.7 26.3 23.0 20.4 18.4 16.7 15.3 . - . . . . = . - = = .
2023 CODE CHANGE [ MS J10/19/23}
MISC. UPDATES SH [12/21/23)
NOTE:
1) MULLION CHART APPLIES TO 4-9/16" (ITEM #1A) GROUP I, I, OR 1l REINFORCED COMPOSITE TR WSTRLATION DETATE DESCRIEED RERETY ARE GENERTG
MULL ASSEMBLIES, WHEN MULLED IN TWO-WAY, 'X' OR 'T', CONFIGURATIONS. SITE IFSTE CONDITIONS CAUSE INSTALLATION 10 DEVIATE
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF. O S e T snecic
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180. " _,| o g
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION =
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL T g
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL. ’ R ) /,/
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS: i N % 2
¢ V-NOTCH GUSSET INSTALLATION TO WOOD OR METAL STUD = ::* * E
e HALF GUSSET INSTALLATION TO WOOD OR METAL STUD. = . =
e FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE. :"" =
6) TRIBUTARY WIDTH = W = (A+B)/2 Z §
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS. w ’// i \\
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE 7, %ﬁ%gﬁ \\\
BUIL NINC

THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW.
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ANDERSEN

WINDOWS & DOORS

100 FOURTH AVE NORTH
BAYPORT, MN 55003-1096
PH: (651) 264-5150 FX: (651) 264-5485

: g
g2 _
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REMARKS BY | DATE
2023 CODE CHANGE | MS |10/19/23)
MISC. UPDATES SH |12/21/23]

MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP IV
L - Mull W - Tributary Width (in)

Length (in)[~ 18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 | 108.0 | 114.0 | 120.0 | 126.0 | 132.0 | 138.0 | 144.0
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
30.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
42.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 1000 | 100.0 | 100.0 | 100.0
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
54.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
66.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
78.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
90.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 1000 | 100.0 | 100.0 | 100.0
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 97.2 95.2 94.1 93.8 93.8 93.8 93.8 93.8 93.8 93.8 93.8 93.8
102.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 94.9 90.9 87.9 85.7 84.2 83.3 83.0 83.0 83.0 83.0 83.0 83.0 83.0 83.0
108.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 98.8 92.3 87.3 83.3 80.3 77.9 76.2 75.0 74.3 741 74.1 74.1 74.1 74.1 741 741
114.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 100.0 100.0 92.0 85.7 80.8 76.9 73.8 714 69.6 68.2 67.2 66.7 66.5 6.5 66.5 66.5 66.5 66.5
120.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 86.0 80.0 75.2 70.9 67.2 64.3 62.0 60.2 58.9 58.0 57.5 57.3 57.3 §57.3 57.3 57.3
126.0 100.0 100.0 1000 | 100.0 | 100.0 | 100.0 100.0 946 84.0 75.8 69.5 64.4 60.4 57 1 54.4 523 50.6 493 483 47.7 47.3 471 471 471 471
132.0 100.0 100.0 100.0 100.0 100.0 100.0 94.6 82.0 72.6 65.5 59.9 55.5 51.9 48.9 46.5 44.6 43.0 41.8 40.8 40.0 39.5 39.2 39.1 39.1 39.1
138.0 100.0 100.0 100.0 | 100.0 98.2 89.6 82.5 715 63.3 57.0 52 1 48.1 44.9 423 40.1 38.4 36.9 35.7 3438 34.0 33.5 33.1 32.8 32.7 32.7
144.0 100.0 100.0 100.0 95.5 86.3 78.7 72.5 62.7 55.5 499 45.5 42.0 39.2 36.8 34.9 33.3 31.9 30.8 29.9 29.2 28.6 28.2 27.9 27.7 27.6
150.0 100.0 100.0 947 84.4 76.2 69.5 64.0 553 48.9 440 40.1 36.9 344 32.3 30.5 29.0 27.8 26.8 25.9 252 24.7 242 23.9 23.7 235
156.0 100.0 95.9 84.1 75.0 67.7 61.7 56.8 491 43.3 38.9 35.4 32.6 30.3 28.4 26.8 25.5 24.4 234 22.7 22.0 21.5 21.0 20.7 204 20.2
162.0 99.7 85.6 75.0 66.9 60.4 55.0 50.6 437 38.6 3456 31.5 29.0 26.9 252 23.8 22.6 215 20.7 19.9 19.3 18.8 18.4 18.0 17.7 175
168.0 89.3 76.7 67.2 59.9 54.1 49.3 45.3 39.1 34.5 30.9 28.1 25.9 24.0 22.4 21.1 20.0 19.1 18.3 17.6 17.0 16.6 16.1 15.8 185 153

NOTE:
1) MULLION CHART APPLIES TO 6-9/16" (ITEM #1A) GROUP IV REINFORCED COMPOSITE MULL
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF.
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180.
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL.
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS:
e STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD [ 7
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD.
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE
6) TRIBUTARY WIDTH = W = (A+B)/2
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS.
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW.
A+B=W

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
[AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSE): GROUP V li . ‘
L - Mull W - Tributary Width (in) N
Length (in)[  18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 126.0 132.0 138.0 144.0 Iy -
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ' "
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ANDERSEN
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 WERODNS & FEwRs
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 oo E‘éﬁf‘&%‘éﬁ%ﬁi‘é&
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 PH: (651) 264-5150 FX: (651) 264-5485
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 Q B %
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 Ox> & =3 g
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 Z 8 o 3 Lr ozt
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 LAz & g f R § 5
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 « 8 g % g oz= §§§
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 oIS = g %‘g if«f :
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 97.2 95.2 941 93.8 93.8 93.8 93.8 93.8 93.8 93.8 938 93.8 ns % 2 5 g a ;
102.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 94.9 90.9 87.9 85.7 84.2 83.3 83.0 83.0 83.0 83.0 83.0 83.0 83.0 83.0 Qe @ g o) 5‘ o z
108.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 98.8 92.3 87.3 83.3 80.3 77.9 76.2 75.0 74.3 74.1 74.1 74.1 74.1 74.1 74.1 74.1 z € < z |+
114.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 92.0 85.7 80.8 76.9 73.8 71.4 69.6 68.2 67.2 66.7 66.5 66.5 66.5 66.5 66.5 66.5 AR =g E @ 4
120.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 86.0 80.0 75.2 71.4 68.3 65.3 63.0 61.2 59.9 59.0 58.4 58.2 58.2 58.2 58.2 58.2 < % z |2 A&
126.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 96.2 85.3 77.1 70.6 65.5 61.3 58.0 55.3 53.2 51.4 50.1 49.1 48.4 48.0 47.9 47.9 47.9 47.9 T g §
132.0 100.0 100.0 100.0 100.0 100.0 100.0 96.1 83.3 73.8 66.6 60.9 56.4 52.7 49.7 47.3 45.3 43.7 42.4 41.4 40.7 40.2 39.9 39.7 39.7 39.7 = E =
138.0 100.0 100.0 100.0 100.0 99.8 91.1 83.9 72.6 64.3 57.9 52.9 48.9 45.6 43.0 40.8 39.0 375 36.3 35.3 34.6 34.0 33.6 33.4 333 333
144.0 100.0 100.0 100.0 97.1 87.7 80.0 73.6 63.7 56.4 50.7 46.3 42.7 39.8 374 35.4 338 32.4 31.3 30.4 29.6 29.1 28.6 28.3 28.1 28.1 REMARKS BY [ DATE
150.0 100.0 100.0 96.2 85.8 77.4 70.7 65.0 56.2 49.7 44.7 40.7 37.5 34.9 32.8 31.0 29.5 28.3 27.2 26.4 25.6 25.1 24.6 24.3 24.0 23.9 2023 CODE CHANGE | MS [10/19/23]
156.0 100.0 97.4 85.5 76.2 68.8 62.7 57.7 49.9 44.0 39.6 36.0 33.2 30.8 28.9 273 25.9 24.8 23.8 23.0 22.4 21.8 21.3 21.0 20.7 20.5 MISC. UPDATES SH l12/21/23)
162.0 100.0 87.0 76.3 68.0 61.3 55.9 51.4 44.4 39.2 35.2 32.0 29.5 27.4 25.6 24.1 2.9 21.9 21.0 20.2 19.6 19.1 18.7 18.3 18.0 17.8
168.0 90.8 77.9 68.3 60.9 54.9 50.1 46.1 39.8 35.1 31.5 28.6 26.3 24.4 22.8 215 20.4 19.4 18.6 17.9 17.3 16.8 16.4 16.1 15.8 15.5
[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
NOTE: FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
1) MULLION CHART APPLIES TO 6-9/16" (ITEM #1A) GROUP V REINFORCED COMPOSITE MULL DOCUMENTS FOR USE WITH THIS DOCUMENT.
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF.
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180.
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION AN
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL 5\
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL. =%
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS: w ==
o STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD Tz =
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD. ’/,/
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE % 7 "
6) TRIBUTARY WIDTH = W = (A+B)/2 ey
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS. 1900“;?:3,“?;5;53'2“2‘15
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE —
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL FL#:
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW. F I_ 1 5 9 2 2
pATE:  10.16.19
DWG. BY: CHK. BY:
ATBe JA HFN
2 scate: ~ NTS

owe.# AWD264

T3

OF ZU




12/21/2023 3:22 PM

s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl15922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP VI i
L - Mull W - Tributary Width (in)
Length (in)|  18.0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 126.0 132.0 138.0 144.0 g
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ' :
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ANDERSEN
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 WERODNS & FEwRs
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 Bﬁp g‘?#f*gﬂ'j\“\s\g%g‘ffg;;
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 PH: (651) 264-5150 FX: (651) 264-5485
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 G) @]
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 [ g = Z\f £
72.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 <Z( 8 o 3 Pe . ozd
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 LoazF & g f % § § ?}
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 E g g % E oz= §§§
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 g IS < g S § éf :
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 97.2 95.2 94.1 93.8 93.8 93.8 93.8 93.8 93.8 93.8 93.8 93.8 = % = % ) a g &z ;
102.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 94.9 90.9 87.9 85.7 84.2 83.3 83.0 83.0 83.0 83.0 83.0 83.0 83.0 83.0 mE @ g S 5‘ S s
108.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 98.8 92.3 87.3 83.3 80.3 77.9 76.2 75.0 74.3 74.1 74.1 74.1 74.1 74.1 74.1 74.1 E g < X 5 @
114.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 92.0 85.7 80.8 76.9 73.8 71.4 69.6 68.2 67.2 66.7 66.5 66.5 66.5 66.5 66.5 66.5 AR Q E g 4
120.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 86.0 80.0 75.2 714 68.4 65.9 63.6 61.8 60.4 59.5 58.9 58.7 58.7 58.7 58.7 58.7 < % z L A&
126.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 97.0 86.1 77.8 71.2 66.1 61.9 58.5 55.8 53.6 51.9 50.6 49.6 48.9 485 48.3 48.3 48.3 48.3 i o < g
132.0 100.0 100.0 100.0 100.0 100.0 100.0 97.0 84.1 74.5 67.2 61.5 56.9 53.2 50.2 47.7 457 441 4238 418 41.1 405 402 40.1 40.1 40.1 E E g
138.0 100.0 100.0 100.0 100.0 100.0 91.9 84.6 73.3 64.9 58.5 53.4 493 46.1 43.4 412 39.3 37.8 36.6 356 34.9 343 33.9 33.7 33.6 33.6
144.0 100.0 100.0 100.0 97.9 88.5 80.7 74.3 64.3 56.9 51.2 46.7 43.1 40.2 37.7 35.8 34.1 32.7 31.6 30.7 29.9 29.3 28.9 28.6 28.4 28.3 REMARKS BY | DATE
150.0 100.0 100.0 97.1 86.6 78.2 71.3 65.6 56.7 50.1 451 411 37.9 35.2 33.1 31.3 20.8 28.5 27.5 26.6 259 253 24.8 245 243 24.1 2023 CODE CHANGE | MS 10/19/23}
156.0 100.0 98.3 86.2 76.9 69.4 63.3 58.2 50.3 44.4 39.9 36.3 33.5 31.1 29.2 27.5 26.2 25.0 24.0 23.2 226 22.0 215 212 20.9 20.7 MISC. UPDATES SH |2721724
162.0 100.0 87.8 77.0 68.6 61.9 56.4 51.9 448 39.6 35.5 32.3 29.7 27.6 25.8 24.4 23.1 22.4 21.2 20.4 19.8 19.3 18.8 18.5 18.2 18.0
168.0 916 78.7 69.0 61.4 55.4 50.5 46.5 40.1 35.4 31.7 28.9 26.5 24.6 23.0 457 20.5 19.6 18.8 18.1 175 17.0 16.6 16.2 15.9 15.7
[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFI]
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
NOTE: FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
1) MULLION CHART APPLIES TO 6-9/16" (ITEM #1A) GROUP VI REINFORCED COMPOSITE MULL DOCUMENTS FOR USE WITH THIS DOCUMENT.
ASSEMBLIES, WHEN MULLED IN ONE-WAY, STACK OR RIBBON, CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF.
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180.
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION N O//’/
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL S\ 2
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL. =% * E
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS: w :;' < 14 E
o STANDARD GUSSET INSTALLATION TO WOOD OR METAL STUD T Iz ;/ S
e HALF GUSSET INSTALLATION TO WOOD, OR METAL STUD. ’/,/ \\\
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE 7 7, 10N ‘6‘\\\\\
6) TRIBUTARY WIDTH = W = (A+B)/2 ey
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS. N A L 3atag
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE —
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL FL#:
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW. F I_ 1 5 9 2 2
pAte:  10.16.19
DWG. BY: CHK. BY:
YTy JA HFN
: scate:  NTS

owe.# AWD264

T

OF ZU




12/21/2023 3:22 PM

s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl115922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

MAXIMUM DESIGN PRESSURE CAPACITY CHART (PSF): GROUP IV, V, OR VI (TWO-WAY CONFIGURATIONS) i
L - Mull W - Tributary Width (in) N
Length (in)[ 18,0 21.0 24.0 27.0 30.0 33.0 36.0 42.0 48.0 54.0 60.0 66.0 72.0 78.0 84.0 90.0 96.0 102.0 108.0 114.0 120.0 | 126.0 | 132.0 | 1380 | 1440 a
24.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 | 100.0 | 100.0 | 100.0 | 100.0 100.0 100.0
30.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 ANDERSEN
36.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 90.9 87.0 83.3 HIROOWE & FE.0RE
42.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 90.2 85.7 81.6 77.9 745 71.4 Bffpg‘;‘;'*,{ﬂm‘g%g‘aoggs
48.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 88.2 83.3 78.9 75.0 71.4 68.2 65.2 62.5 PH: (651) 264-5150 FX: (651) 264-5485
54.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 | 100.0 95.2 88.9 83.3 78.4 741 70.2 66.7 63.5 60.6 58.0 55.6 ]
60.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 92.3 85.7 80.0 75.0 70.6 66.7 63.2 60.0 57.1 54.5 52.2 50.0 0 > 9
66.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 99.2 90.9 83.9 77.9 72.7 68.2 64.2 60.6 57.4 54.5 51.9 49.6 47.4 455 Sxz z =3 g
72.0 100.0 100.0 100.0 9.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 90.9 83.3 76.9 71.4 66.7 62.5 58.8 55.6 526 50.0 476 455 435 4.7 <8 o = & Eaggt
78.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 92.3 83.9 76.9 71.0 65.9 61.5 57.7 54.3 51.3 48.6 46.2 44.0 42.0 40.1 38.5 L0z 5 3 o e § 238
84.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 85.7 77.9 71.4 65.9 61.2 57.1 53.6 50.4 47.6 451 429 40.8 39.0 37.3 35.7 é ,9 % 5 8 s §§§i
90.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 88.9 80.0 72.7 66.7 61.5 57.1 53.3 50.0 471 44.4 42.1 40.0 38.1 36.4 34.8 33.3 S X535 4 > =3 ?I"fg g
96.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 93.8 83.3 75.0 68.2 62.5 57.7 53.6 50.0 46.9 441 4.7 39.5 375 35.7 34.1 32.6 31.3 T8 E - '3:3 a3 S
102.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 88.2 78.4 70.6 64.2 58.8 54.3 50.4 471 441 415 39.2 37.2 35.3 33.6 32.1 30.7 29.4 LEu ';' o S = =
108.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 95.2 83.3 741 66.7 60.6 55.6 51.3 476 444 41.7 39.2 37.0 35.1 33.3 31.7 30.3 29.0 27.8 e == g |= @
114.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 90.2 78.9 70.2 63.2 57.4 52.6 48.6 451 421 39.5 37.2 35.1 33.2 316 30.1 28.7 27.5 26.3 2 S = |o E
120.0 100.0 100.0 100.0 100.0 100.0 100.0 100.0 85.7 75.0 66.7 60.0 54,5 50.0 46.2 42.9 40.0 37.5 35.3 33.3 316 30.0 28.6 27.3 26.1 25.0 @ z E | S
126.0 100.0 100.0 100.0 100.0 100.0 100.0 91.7 78.6 68.8 61.1 55.0 50.0 45.8 42.3 39.3 36.7 34.4 32.4 30.6 28.9 27.5 26.2 25.0 23.9 22.9 é g a H
132.0 100.0 100.0 100.0 100.0 100.0 91.1 835 71.6 62.6 55.7 50.1 45.6 418 38.6 35.8 334 31.3 29.5 27.8 26.4 25.1 23.9 22.8 21.8 20.9 = F oz =
138.0 100.0 100.0 100.0 100.0 91.7 83.4 76.4 65.5 57.3 50.9 45.9 41.7 38.2 35.3 32.8 30.6 28.7 27.0 255 241 22.9 21.8 20.8 19.9 19.1 YIS ~TonTe
144.0 100.0 100.0 100.0 93.6 84.2 76.6 70.2 60.2 52.6 46.8 421 38.3 35.1 32.4 30.1 28.1 26.3 24.8 23.4 222 21.1 20.1 19.1 18.3 175
1500 | 1000 | 100.0 97.0 86.2 776 706 64.7 55.4 485 431 38.8 35.3 323 29.9 277 25.9 243 228 216 20.4 194 18.5 17.6 16.9 162 |]2023 CODE CHANGE | MS [10/19/23)
156.0 100.0 100.0 89.7 79.7 71.8 65.2 59.8 51.3 44.9 39.9 35.9 32,6 29.9 27.6 25.6 23.9 22.4 21.1 19.9 18.9 17.9 17.1 16.3 15.6 - MISC. UPDATES SH [12/21/23]
162.0 100.0 95.1 83.2 73.9 66.5 60.5 55.5 475 416 37.0 33.3 30.2 27.7 25.6 23.8 22.2 20.8 19.6 18.5 175 16.6 15.8 15.1 2
168.0 100.0 88.4 77.3 68.8 61.9 56.3 51.6 442 38.7 34.4 30.9 28.1 25.8 23.8 22.1 20.6 19.3 18.2 17.2 16.3 15.5 - - - -
[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI
JAND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIQ
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
NOTE: FENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC.
1) MULLION CHART APPLIES TO 6-9/16" (ITEM #1B) GROUP IV, V, OR VI REINFORCED COMPOSITE B
MULL ASSEMBLIES, WHEN MULLED IN TWO-WAY, 'X' OR 'T', CONFIGURATIONS.
2) DESIGN PRESSURE VALUES ARE POSITIVE AND NEGATIVE IN PSF.
3) MAXIMUM DEFLECTION HAS BEEN LIMITED TO L/180.
4) DESIGN PRESSURE OF ASSEMBLY IS LIMITED TO THE LESSER DESIGN PRESSURE OF THE MULLION §
ASSEMBLY OR THE INDIVIDUAL UNIT OF INSTALLATION. ADJACENT WINDOWS OR DOORS SHALL =
BE UNDER SEPARATE FLORIDA PRODUCT APPROVAL. = *
5) MULLION CHART APPLIES TO THE FOLLOWING INSTALLATION CONDITIONS: =73
¢ V-NOTCH GUSSET INSTALLATION TO WOOD OR METAL STUD ’/,/
e HALF GUSSET INSTALLATION TO WOOD OR METAL STUD. ’/,
o FLAT GUSSET INSTALLATION TO WOOD, METAL STUD, MASONRY OR CONCRETE. 71 14 e\
6) TRIBUTARY WIDTH = W = (A+B)/2 UABLTIRNS
7) REFER TO SHEETS 14 THRU 17 FOR INSTALLATION DETAILS. FBPE CERT. OF AUTHORISATION No. 29578
8) WHEN WINDOWS ARE STACKED VERTICALLY, THE MANUFACTURER/INSTALLER SHALL ENSURE FL #:
THAT THE WEIGHT OF UNITS ABOVE WILL NOT CAUSE DEFLECTIONS OR STRESSES WHICH WILL F Ll 59 2 2
AFFECT OPERATION OR STRUCTURAL ADEQUACY OF UNITS BELOW.
pae: 10.16.19
A+B=W
> DWG.JBA: CHKI._li;\I(::N
SCALE: NTS
owe. - AWD264
SHEET:

OF ZU




12/21/2023 3:22 PM

s:\projects\andersen windows\fbc-23-1219 - fbc submittal - fl15922 a-series, 400 series, 200 series reinforced mullion - awd249-awd264 rev\dwgs\awd264.dwg

BILL OF MATERIALS

ITEM DESCRIPTION MATERIAL MANUFACTURER
1A 4-9/16" JOINING PLATE FIBERGLASS ANDERSEN CORPORATION
1B 6-9/16" JOINING PLATE FIBERGLASS ANDERSEN CORPORATION
2 TRIM STRIP ARPVC ANDERSEN CORPORATION
3 ALlGiggswvzﬁg:\s\;;sg\g%i:LATE PVC ANDERSEN CORPORATION
4 INTERSECTION BRACKET GALVANIZED STEEL ANDERSEN CORPORATION
5 END PLUG GLASS FILLED NYLON ANDERSEN CORPORATION
6 UNIVERSAL GUSSET, FLANGE, 18 GALVANIZED STEEL ANDERSEN CORPORATION
7 JOIN IN OPENING PLUG/SEAL GLASS FILLED NYLON ANDERSEN CORPORATION
8A HALF GUSSET TYPE A GALVANIZED STEEL ANDERSEN CORPORATION
8B HALF GUSSET TYPE B GALVANIZED STEEL ANDERSEN CORPORATION
9 UNIVERSAL GUSSET, FLAT, 18 GALVANIZED STEEL ANDERSEN CORPORATION
10A FIXED BRACKET GALVANIZED STEEL ANDERSEN CORPORATION
10B SLIDE BRACKET GALVANIZED STEEL ANDERSEN CORPORATION
11A SLIDE GUSSET TYPE A GALVANIZED STEEL ANDERSEN CORPORATION
11B SLIDE GUSSET TYPE B GALVANIZED STEEL ANDERSEN CORPORATION
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