PLY GEM WINDOWS SERIES 4880IR SLIDING GLASS DOOR (IMPACT)

NOTES:
|. THIS INSTALLATION HAS BEEN EVALUATED FOR USE IN LOCATIONS ADHERING TO THE
FLORIDA BUILDING CODE OUTSIDE THE HVHZ, AND WHERE PRESSURE REQUIREMENTS AS
DETERMINED BY ASCE 7 MINIMUM DESIGN LOADS FOR BUILDINGS AND OTHER
STRUCTURES DO NOT EXCEED THE DESIGN PRESSURE RATINGS HEREIN.
2. THIS PRODUCT IS MISSILE LEVEL D, WIND ZONE 3 IMPACT RESISTANT. WHEN USED IN
WIND ZONE 3 OR BELOW AREAS, THIS PRODUCT DOES NOT REQUIRE THE USE OF
APPROVED IMPACT PROTECTIVE DEVICES (SHUTTERS).
3. ANCHOR TYPE, SIZE, SPACING, EMBEDMENT, AND EDGE DISTANCE SHALL BE AS SPECIFIED
IN THESE DRAWINGS. USE APPROPRIATE ANCHORAGE FROM TABLE | ACCORDING TO
SUBSTRATE TYPE. A MINIMUM CENTER-TO-CENTER SPACING OF 3" SHALL BE MAINTAINED
BETWEEN ALL INSTALLATION FASTENERS IN ANY DIRECTION. IF PRODUCT IS INSTALLED
WITHIN 3000 FEET OF A SALTWATER COASTLINE, THE ANCHORAGE MUST BE REVIEWED
FOR COMPLIANCE WITH FBC SECTION |71l, SEE EVALUATION REPORT FOR THIS
APPROVAL FOR DETAILS.
L. ANCHOR EMBEDMENT TO SUBSTRATE SHALL BE BEYOND WALL DRESSING OR STUCCO. FOR
MASONRY OPENINGS WITH WOOD BUCKS LESS THAN [-I/2" THICK, EMBEDMENT SHALL BE
BEYOND WOOD BUCKS, IF USED, AND INTO MASONRY SUBSTRATE. WOOD BUCKS WITH
MASONRY ARE OPTIONAL.
5. WooD, METAL, OR MASONRY OPENINGS, BUCKS, AND BUCK FASTENERS, BY OTHERS, SHALL
BE PROPERLY DESIGNED AND INSTALLED BY OTHERS TO TRANSFER SUPERIMPOSED LOADS
TO THE STRUCTURE. ADEQUACY OF THE STRUCTURE TO RECEIVED THESE LOADS SHALL
BE VERIFIED BY THE CONTRACTOR OR AUTHORITY HAVING JURISDICTION (AHJ).
6. |IT IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD OR AS APPROVED
BY THE AHJ TO SELECT PLY GEM PRODUCTS TO MEET ALL APPLICABLE LOCAL LAWS,
BUILDING CODES, ORDINANCES, OR OTHER SAFETY REQUIREMENTS FOR EACH
INSTALLATION.
7. SHIMS ARE REQUIRED WHERE GAPS OF GREATER THAN |/16" EXIST BETWEEN OPENING
AND FRAME. MAX. SHIM STACK IS I/4". SHIMS SHALL BE LOAD-BEARING AND CAPABLE
OF TRANSFERRING LOADS TO THE SUBSTRATE.
8. SEALING AND FLASHING STRATEGIES FOR OVERALL WATER INFILTRATION RESISTANCE OF
THE INSTALLED PRODUCT SHALL BE THE RESPONSIBILITY OF OTHERS USING ASTM E2I1I2
AND IS NOT ADDRESSED BY THIS DOCUMENT.
9. INSTALLED GLAZING SHALL COMPLY WITH ASTM EI300.
0. ALL FASTENERS PENETRATING INTO PRESSURE TREATED WOOD SHALL BE CAPABLE OF
PREVENTING CORROSION DUE TO REACTION WITH PRESSURE TREATMENT CHEMICALS. ANY
DISSIMILAR MATERIALS THAT COME INTO CONTACT SHALL BE PROTECTED TO PREVENT
REACTIONS IN ACCORDANCE WITH CODE REQUIREMENTS.
[1. A WIND LOAD DURATION FACTOR CD = |.6 WAS USED FOR THE ANALYSIS OF WOOD
SCREWS ONLY.

|2. PRODUCTS SHALL BE CONSTRUCTED AS SPECIFIED IN TEST REPORTS CONSTRUCTION
CONSULTING LABORATORY, INTERNATIONAL [2-173.

|3. DESIGNATION "X" IS FOR OPERABLE PANEL AND "O" IS FOR FIXED PANEL

4. USE A BACKER ROD ON ALL JOINTS >3/4" DEEP AND/OR WIDER THAN |/4". FINISHED
CAULK JOINT SHOULD BE A MINIMUM OF 3/8" DEEP.

SIZE CHART

MAX. O.A. SIZE

SILL RISER

DESIGN PRESSURE

MISSILE IMPACT
RATING

185-5/8" X 95-3/4"

DP50 SILL RISER

+50/-70 PSF

(ITEM #LA) LARGE & SMALL
S S MISSILE IMPACT
& an . DP70 SILL RISER ) RATED
185-5/8" X 95-3/4 (ITEM #L4B) +70/-70 PSF
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185.63 MAX. FRAME WIDTH

POCKET CONSTRUCTION BY OTHERS

r 6"-9" MAX. FROM CORNERS, TYP

TWO (2) INSTALLATION ANCHORS PER LOCATION

48.75 MAX. PANEL WIDTH
42.00" MAX. D.L.O. WIDTH
NPV,
e ————— :|
- |
D (EN - |
94.25" = 5 5 |
s | \% s
PANEL |
HEIGHT X X" X X" P |
95.75" MAX. .
FRAME 87.25"

HEIGHT MAX. |
D.L.O. . |
HEIGHT |
|
————— |
______ —

<5 ELEVATION

EXTERIOR VIEW - 4 TRACK
6.00" MAX. FROM CORNERS, TYP —= ’«— ’«——'—H.OO" MAX. 0.C.
] } | ] J ] | J | ] J ] ] — 1 ——
N W W W W B f
20.00" MAX. 0.C.
" " " " "pr
U 20.00" MAX. 0.C.
i Vi 4 W /i
_____ —
J | | | | | | | | | | |
6.00" MAX. FROM CORNERS, TYP |<—>|—II-00" MAX. 0.C.
6.00" MAX. FROM CORNERS, TYP —= ANCHOR LAYOUT

EXTERIOR VIEW - 4 TRACK
TYP. INSTALLATION

AT HEAD, JAMB, HOOK STRIP, AND SILL.
HOOK STRIP ANCHORS TO E STAGGERED BY
3" BETWEEN ANCHORS AT EACH LOCATION.
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NOTE: SECTION DETAILS SHOW 4 TRACK FRAMES, INSTALLATION AND CONSTRUCTION OF 2 TRACK AND 3 TRACK FRAMES
ARE SIMILAR AND SHALL FOLLOW INSTALLATION REQUIREMENTS SET FORTH HEREIN.
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| WINDOWS & DOORS

Part of the Cornerstone Building Brands Family

433 N. MAIN ST.,

I-1/8" MIN. EDGE DISTANCE g;;“A'g'ATOI'OCN I-1/8" MIN. EDGE DISTANCE ROCKY MOUNT. WA 24151
PH: 540-48L-63L48
TWO (2) 3/16" ITW TAPCON FX: S40-480-0083
INSTALLATION ANCHORS W BRI
PER LOCATION \ = ofd|x
_1-1/2" MIN. S |y|d|als
SOLID CONCRETE EMBEDMENT . 3/L" MIN. EDGE
x | | | |
SNl S '; '__'_4. . (@)
IX-WOOD BUCK N R A e I/4" MAX. SHIM ;%ESESJEEOLTSEEQ =
BY OTHERS OPTIONAL S R >
- Z 175}
S I > — ] - _ 3 THREADS <
S TWO (2) #12 SELF-DRILLING —|:: -1 — PENETRATION BEYOND o
- -T;T [ﬁl sl S z
PERIMETER SEALANT A I LL,J * INSTALLATION ANCHORS \ \ STEEL STRUCTURE o2| & o
: /4" MAX. 52l 2 lulolole
SEE GLAZING J’ SHIM 22 ol E
] DETAIL | 3% sol A |H|Q|IR|E
> s o e =Y o ] Lo 2l z |2|S|R|3
y y [Ha | PERIMETER SEALANT 7] ﬁ g5l & lalz|z|o
] - \ LI BY OTHERS 0 Lea )| %) o 15212 |-
= = 2 / E > 1zl ElE|o
N / o L olalw
T w ¥ |Q|lw|w l<—[
EXTERIOR INTERIOR SEE GLAZING n alzx|z|o
A .. Al Nl el S
\ \/DETAIL | i =NEIE
o> X = .
/AN VERTICAL SECTION = [STalola]-
CONCRETE - HEAD TYP. - - -
4/ 4 TRACK il |4
EXTERIOR INTERIOR EFslso e
E— E— < s |x =z
A lal= B3 T 9
Av V = | o 2
EXTERIOR JHI - resor /B VERTICAL SECTION
AN
| / I STEEL STUD - HEAD TYP.
A \ || \ \4/ 4 TRACK
/\¥ Wit
) B SEE GLAZING SNCASA Tury s,
R il DETAIL | §/}(§°"5}""£ 2
o i SEE NOTE 6 NOTE: S/ e \#E
e L I. 4 TRACK FRAME SHOWN, 2 TRACK AND 3 TRACK FRAMES QUALIFIED UNDER S No. =
PERIMETER SEALANT 7 7 THIS APPROVAL = el
omens N el bl b ey | 20 “mor A5
X - e —
"!l?"_'g"g'lil-h ‘ i 2. TWO INSTALLATION ANCHORS REQUIRED PER LOCATION INDICATED IN TYP. ’f,ﬁﬁsﬁom*&s
7 " A a - .4 -_q"_.-._. . 7, s N
SET SILL IN BED OF — [+, L& = =« = -4 % R Y ANCHOR LAYOUT, AS SHOWN ON SHEET 2. """;gmﬁk\\“\\
SILICONE SEALANT SR R A S AT LI R
) T Sy it e @y . o | EMBEDMENT 3. INSTALLATION ANCHORS SHALL BE FASTENED THROUGH EXTERIOR AND
TWO (2) 3/16" ITW TAPCON — a8 - 07 =0 o s * INTERIOR MOST TRACKS 08,/17,/2026
INSTALLATION ANCHORS R e R I TR I SOLID CONCRETE ’ LUCAS A. TURNER, P.E.
PER LOCATION BY OTHERS FL PE # 58201
L. INSTALLATION ANCHORS MAY BE STAGGERED IN ORDER TO MAINTAIN TURNER ENGINEERING &
I-1/8" MIN. 3" MIN. O.C. 1-1/8" MIN. MINIMUM O.C. SPACING. CONSULTING, INC.
EDGE DISTANCE ! SEPARATION EDGE DISTANCE (COA # 29779)
2428 OLD NATCHEZ TRACE
V ICAL ION 5. INSTALLATION AT SILL MAY BE THROUGH IX WOOD BUCK OR DIRECTLY INTO TRAIL, CAMDEN, TN 38320
/C\ VERTICAL SECTIO CONCRETE/ MASONRY OR THROUGH MIN. I8 GA. STEEL SUBSTRATE. PRl 941-380-1574
\4/ CONCRETE - SILL TYP. FL#.
4 TRACK 6. SEE POSITIVE DESIGN PRESSURE LIMITATIONS BASED ON WATER : | 5 9&3
SILL NOTE. INFILTRATION PERFORMANCE , SHEET |I. —
WHEN PENETRATING THE SILL WITH FASTENERS, PRE-DRILL THE HOLE, APPLY SEALANT INTO THE HOLE,
ATTACH THE FASTENER, THEN SEAL OVER THE FASTENER HEAD WITH APPROPRIATE SEALANT. SEE NOTE 8, SHEET I. P G WI 7 5
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2X WOOD STUD
? /4" MAX. SHIM - 2 BY OTHERS
. T TWO (2) 3/16" ITW TAPCON
%T;?ASESE INSTALLATION ANCHORS 1172" MIN.
PER LOCATION 3/4" MIN. EDGE EMBEDMENT
INTERIOR DISTANCE |
L 1/4" MIN. INTERIOR INTERIOR j— 4{
EMBEDMENT - 3/4" MIN. EDGE | 172" MIN.
DISTANCE EMBEDMENT
3" MIN. 0.C. ﬂx‘ *
SEPARATION L s T 2)
\ TWO (2) #10 WOOD SCREW
INSTALLATION ANCHORS
[ DISTANCE L)~ -~
/4
\ SEE GLAZING
DETAIL |
-~ EXTERIOR
CONCRETE/MASONRY BY OTHERS o'vAviDl%':ilT
SEE GLAZING EXTERIOR SEE GLAZING
IX WOOD BUCK BY OTHERS DETAIL | DETAIL | m HORIZONTAL SECTION
OFTIONAL EXTERIOR \SJ 2X WOOD - POCKET JAMB TYP.
PERIMETER SEALANT 0.A. UNIT m HORIZONTAL SECTION
BY OTHERS WIDTH \5] INTERLOCK
/D HORIZONTAL SECTION st
GLASS CONSISTING OF:
\5] CONCRETE/ MASONRY - JAMB TYP. 5/32" TEMPERED - 20 GA. STEEL STUD
4 TRACK AIR SPACE - BY OTHERS
3/16" HEAT STRENGTHENED -
0.075" SAFLEX VANCEVA -
t 3/16" HEAT STRENGTHENED 3/4° MIN. EDGE 3 THREADS PENETRATION
—- I/4" MAX. SHIM R ~ BEYOND STEEL STRUCTURE
3/4" MIN. EDGE _ s <~ II/I6" MIN. DISTANCE
DISTANCE / \ [ GLASSBITE |
+ / B o !
/ 3/4" MIN. EDGE
i : 3 THREADS PENETRATION
3 THREADS MIN. \ / DISTANCE
PENETRATION BEYOND EXTERIOR ;:i& INTERIOR INTERIOR BEYOND STEEL STRUCTURE
STEEL STRUCTURE INTERIOR — DOW 995
INTERIOR SILICONE =4 /*ﬁ — *
GLAZING DETAIL | /\ TWO (2) #12 SELF DRILLING
TWO (2) #12 SELF-DRILLING B ”‘I'ESTﬁ'-'-AT'ON ANCHORS
INSTALLATION ANCHORS NOTE: ~— PER LOCATION
L —SEE GLAZING
PER LOCATION DETAIL | I. 4 TRACK FRAME SHOWN, 2 TRACK AND
8 GA. STEEL STUD iHTlgAAcPKP;gm_Es QUALIFIED UNDER SEE GLAZING
BY OTHERS : DETAIL |
2. TWO INSTALLATION ANCHORS EXTERIOR
REQUIRED PER LOCATION INDICATED 0.A. UNIT
i IN TYP. ANCHOR LAYOUT, AS SHOWN WIDTH
ON SHEET 2.
------------------- j EXTERIOR 3. INSTALLATION ANCHORS SHALL BE m\ HORIZONTAL SECTION
FASTENED THROUGH EXTERIOR AND STEEL STUD - POCKET JAMB TYP.
PER'METEEYSE)%@:; INTERIOR MOST TRACKS. @
L. INSTALLATION ANCHORS MAY BE
O.A. UNIT STAGGERED IN ORDER TO MAINTAIN
WIDTH MINIMUM 0.C. SPACING.

STEEL STUD - JAMB TYP.
4 TRACK

\5/
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