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(4) Mullion Bracket anchors
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(See ANCHOR SCHEDULE)

Refer to separate window approval for quantity, location

& size of anchors required to fasten window frame to mullion.
At a minimum, use #10 PPH Self-driling SMS located 6" from
each end and spaced 18" max. o.c. (a min. of 3 threads
must protrude through the mullion face).
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(CENTER-TO-CENTER
SUBSTRATE ANCHOR EMBEDMENT EDGE DISTANCE SPACING

\2/

#12 PFH WOOD SCREW
WOOD 1-1/2" MIN. 1" MIN. 1-1/2" MIN.
-
(4) Anchors required into substrate /4" DIA. PFH
(See ANCHOR SCHEDULE) CONCRETE | mW BUILDEX TAPCON® 1-1/4" MIN. 2-1/2" MIN. 1-3/4" MIN.
D—s—
12-14 HWH HILT KWIK-FLEX®| A Min_ OF 3 THREADS
STEEL SELF-DRILLING SCREW | SHALL PROTRUDE THROUGH 1" MIN. 1-1/2" MIN.
o THE STEEL SUBSTRATE

WOOD FRAMING (S.G. >= 0.55)
CONCRETE CONFORMING TO ACI 301 (3,000 PSI MIN.) OR HOLLOW BLOCK CONFORMING TO ASTM C90
STEEL CONFORMING TO ASTM A653, 16 GA. , 0.060" MIN. THICKNESS (Fy = 33,000 PS, Fu = 45,000 PSI)
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