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COLBY BENNARDO, PE

TOWN & COUNTRY INDUSTRIES i,

OF THIS DOCUMENT & USE OUTSIDE FLORIDA: \\\\ //,/
N 7,

COLONIAL SHUTTER - PATENT #8126298 IMPACT / NON-IMPACT - NON-HVHZ oS Sy pereomance AT, T ey, Digitally signed by

NON-SITE-SPECIFIC STRUCTURAL PERFORMANCE EVALUATION. PEVALUATION REQUIRES A REVIEW & CERTIFICATTON'BY ALGCAL DESIGN | Col by Bennardo
I
Date: 2025.06.23

A DESIGN PROFESSIONAL SHALL BE RESPONSIBLE FOR CERTIFYING THE APPLICATION OF THIS INFORMATION TO ANY SITE-SPECIFIC LOCATION. PR TFIS GENERAL PERFORMANCE ZVALUATION TO ANY SITE-SPECTRIC
. § 1 1
12:20:03 -04'00
.055" . GENERAL NOTES:
.055 e FL 16219.1

PROJECT. CONTACT THIS OFFICE AT ENGINEERINGEXPRESS.COM/QUOTE

L_.017“ 132,, FOR ASSISTANCE WITH YOUR PROJECT-!

13, R.062" & CERTIFICATION OF THIS DOCUMENT OUTSIDE OF FLORIDA.

3.682" ®.348 0754 060" 566

.86#”,H, 1.791" . 100" —¢¢ " .233" bk 141"
- : \H 185" .090"

t TYP. 1. THESE INSTALLATION INSTRUCTIONS ARE PART OF A PRODUCT APPROVAL

S EVALUATION AND SHALL ONLY BE USED IN CONJUNCTION WITH THE EVALUATION

REPORT SUBMITTED FOR THE SAME PRODUCT APPROVAL.

R13.796" 2. THIS SYSTEM HAS BEEN TESTED AND EVALUATED IN ACCORDANCE WITH THE

R13.851" FLORIDA BUILDING CODE EIGHTH EDITION (2023), FOR USE OUTSIDE THE HIGH

' VELOCITY HURRICANE ZONE, AND THE INTERNATIONAL BUILDING CODE (IBC)
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30°" AND INTERNATIONAL RESIDENTIAL CODE (IRC). THIS SYSTEM MEETS MISSILE
$h.186" LEVEL "D" AND INCLUDES WIND WIND ZONE 4 AS DEFINED IN ASTM E1996. SEE
-r

R.081"

2.142"

3.000"
A

EVALUATION REPORT FOR MORE INFORMATION.
POSITIVE AND NEGATIVE DESIGN PRESSURES CALCULATED FOR USE WITH THIS
SYSTEM SHALL BE DETERMINED PER SEPARATE ENGINEERING IN ACCORDANCE
WITH THE GOVERNING CODE. PRESSURE REQUIREMENTS SHALL BE LESS THAN
OR EQUAL TO THE POSITIVE OR NEGATIVE DESIGN PRESSURE CAPACITY VALUES
LISTED HEREIN FOR ANY ASSEMBLY AS SHOWN.
TESTING WAS CONDUCTED IN ACCORDANCE WITH TAS 201/202/203 AND ASTM
E1886/E1996/E330.
THIS SYSTEM HAS BEEN DESIGNED WITH NO SEPARATION FROM GLAZING
REQUIRED FOR WIND ZONES 1-3, IN ACCORDANCE WITH ASTM E1996. IT IS
ACCEPTABLE BY CODE UNLESS OPTIONAL CRITERIA IS INDEPENDENTLY ADOPTED
BY THE AUTHORITY HAVING JURISDICTION.
DESIGN PRESSURES NOTED HEREIN ARE BASED ON MAXIMUM TESTED
PRESSURES DIVIDED BY A 1.5 SAFETY FACTOR.
NO INCREASE IN ALLOWABLE STRESS HAS BEEN USED IN THE DESIGN OF THESE
PRODUCTS. WIND LOAD DURATION FACTOR Cd = 1.6 WAS USED FOR WOOD
ANCHOR DESIGN.
DETERMINE THE POSITIVE AND NEGATIVE DESIGN LOADS TO USE WHEN
REFERENCING THESE DOCUMENTS IN ACCORDANCE WITH THE GOVERNING CODE
AND GOVERNING WIND VELOCITY. FOR WIND LOAD CALCULATIONS IN
ACCORDANCE WITH ASCE 7, A DIRECTIONALITY FACTOR OF Kd =0.85 SHALL BE
USED.
THE SYSTEM DETAILED HEREIN IS GENERIC AND DOES NOT PROVIDE
205" INFORMATION FOR A SPECIFIC SITE.

R.245"—| PERMIT HOLDER SHALL VERIFY THE ADEQUACY OF THE EXISTING STRUCTURE TO

(7 ) —% N .391" WITHSTAND SUPERIMPOSED LOADS.
+ 600" 11. ANCHORS SHALL BE INSTALLED PER MANUFACTURER RECOMMENDATIONS.
MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDES STUCCO, FOAM, BRICK,

)

1.200"

R.250"

e

@ 4" CENTER CLIP @ COLONIAL BLADE 4007

1.384"

1.201"
1.289"
1.384"

1.302"
L. 791"

o

o))

N
1.302"

ENGINEERING

@EXF’RESS‘

SCALE: HALF SIZE SCALE: HALF SIZE

875" 091" 1.832" 035"
1.832" J 18327 )

5.892"
ALTERNATE JAMB JAMB SLIDE INSERT ALT JAMB + SLIDE _ "
SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE 145 195" ?
3.875" vH;-O%”

195"  0enn
) 060

POSTAL ADDRESS:
2234 NORTH FEDERAL HWY #7664

BOCA RATON, FL 33431
ENGINEERINGEXPRESS.COM

KA

45°

=
-
~ 1
v
—

3.015" MAX.

— 145" ~ i i f

145"

750" |,

3.875"

2.365"
2.280"
2.625"

| 1.125~
1

2.755"

1.510"

2.521"

R.245"
N
na

o
&
\p\ s 1.410"
4 120" \7/ b e 4.120"
520 : AND OTHER WALL FINISHES.

4.510  1590" R.2A5”/ .810" 4.510" #1200 12. USE OF THESE APPROVAL DOCUMENTS SHALL COMPLY WITH CHAPTER 61G15 OF
THE FLORIDA ADMINISTRATIVE CODE.
WALL HINGE HEADER / SILL FLAT HINGE G BUILD-OUT WALL HINGE @ COLONIAL BLADE (TRIPLE)  13. THESE APPROVAL DOCUMENTS ARE SUITABLE TO BE APPLIED BY THE

1.621"

ADhison of AR Sty Co, I

400 WEST MCNAB RD, FT LAUDERDALE, FL 33309

SCALE: HALF SIZE SCALE: HALF SIZE SCALE: HALF SIZE AL TALESioE SCALE: HALF SIZE CONTRACTOR PROVIDED THE CONTRACTOR DOES NOT DEVIATE FROM THE
: CONDITIONS DETAILED HEREIN AND THE CONTRACTOR VERIFIES THAT THE
— EXISTING STRUCTURE DOES NOT DEVIATE IN EITHER FORM OR MATERIAL FROM
A " " " " .} " THE STRUCTURAL SUBSTRATES DETAILED HEREIN.

1.606" 1.0007 ) 3.000 L 3.000 11.000 7507y 3.000 p750 14. ANY MODIFICATIONS OR ADDITIONS TO THESE APPROVAL DOCUMENTS WILL
VOID THE APPROVAL DOCUMENTS.

15. EACH SHUTTER ASSEMBLY SHALL BE PERMANENTLY LABELED WITH THE
SPECIFICATIONS LISTED BY THE FLORIDA DBPR.

16. ALL EXTRUSIONS SHOWN SHALL BE 6063-T6 ALUMINUM ALLOY, U.O.N., WITH A
MINIMUM Fy OF 25 K.S.1.

17. ALL BOLTS AND WASHERS (EXCLUDING INSTALLATION) SHALL BE STAINLESS
STEEL WITH A MINIMUM TENSILE STRENGTH OF 60 K.S.I., U.O.N. POP RIVETS

N SHALL BE 1/4"@ OR 3/16"@ 5052 ALUM. ALLOY.

18. MAXIMUM ALLOWABLE DESIGN PRESSURE IN CLOSED POSITION PROVIDING
WIND LOAD & IMPACT RESISTANCE = +57.2/-66.2 PSF FOR ALL SHUTTER
SYSTEM CONFIGURATIONS SHOWN HEREIN.

19. MAXIMUM ALLOWABLE DESIGN PRESSURE IN OPEN POSITION = +/- 28 PSF.

20. THIS SHUTTER SYSTEM SHALL NOT BE INSTALLED IN ESSENTIAL FACILITIES AS

1.606" 8.000" 4.500" DEFINED IN ASTM E1996.

. 21. SHUTTER ASSEMBLY MUST BE CLOSED AND SECURED AND SHALL NOT BE LEFT IN
THE OPEN POSITION IN THE EVENT OF A WIND STORM EVENT.
22. ALL STEEL IN CONTACT WITH ALUMINUM SHALL BE PAINTED OR PLATED.

A
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COLLONIAL SHUTTER
FLORIDA BUILDING CODE EIGHTH EDITION (2023)
FLORIDA STATEWIDE APPROVAL (FSA FL#16219.1)
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REVERSED

TYPICAL PANEL HINGE CONNECTION

SEE Z-BAR ANCHOR SCHEBULE FOR
CONNECTION TO EXISTING STRUCTURE

ASSEMBLY SCREW SHALL BE #10 x 2"
HWH 410 HT. STAINLESS STEEL SCREW
XYLON COATING OR EQUIV.

INSTALLATION OF BLADES MAY BE T

(3) 3/16"® STAINLESS STEEL POP
RIVETS OR (2) 1/4"® 5052 ALUMINUM
POP RIVETS, TYP. EACH SIDE OF HINGE

7/16"¢ x 3-1/2" LONG
STAINLESS STEEL BOLT
WITH NYLON LOCK NUT OR
ALTERNATE ALUMINUM PIN
(PART # 16)

SCALE: 3" = 1"-0"

TYPICAL CENTER CLIP CONNECTION

NOTE: BLADES MAY BE
COLONIAL BLADES OR
ARTICULATING BLADES.
COLONIAL BLADES SHOWN ON
THIS PAGE. SEE SHEET 4 FOR
TYPICAL ARTICULATING
BLADE DETAIL.

(&) 1/4-20x1" MACHINE SCREW INTO
1/4-20 ALUMINUM RIV-NUT

SCALE: 3" = 1'-0"

INSTALLATION OF BLADES MAY BE
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TYPICAL BOTTOM WALL MOUNT

#14x1" STAINLESS STEEL SMS FLAT
HEAD OR ROUND HEAD
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p e a2 MIN. WRER.LIOST ST)MYPICAL 2' ARTICULATING LOUVER ATTACHMENT (& NTYPICAL 4 ARTICULATING LOUVER ATTACHMENT TYPICAL CENTER CLIP TYPICAL PANEL HINGE 2 25300
o 1/4" LAG SCREWS WITH 1-1/2" CALE: N.T.S. CALE: N.T.S. SCALE: 3" =1-0" SCALE: 3" = 17-0" 1 <[32%
MIN. THREAD PENETRATION AND 3/4" z|° a8 m
MIN. EDGE DISTANCE. H £ (i) r |<T:
e #14 WOOD SCREW OR SMS W/ D
1-1/2" MIN. THREAD PENETRATION G 0 wn
AND 3/4" MIN. EDGE DISTANCE. i <<
. 2
5| &:
(3) 3/16"9 STAINLESS STEEL STolo
(QUTSIDE) POP RIVETS OR (2) 1/4"% (OUTSIDE) 4 (OUTSIDE) SOLID SIDE A
5052 ALUMINUM POP RIVETS, selyg
SOLID SIDE TYP. EACH SIDE OF HINGE SOLID SIDE
3 ( : )N ~ : ) 3 a
| | £288
ezT feze o6® ! e 1 e
| | zl3l2)8
! ! N |
i i i 5
\ \ LOUVERED SIDE (OUTSIDE) (&) 1/4-20x1" MACHINE ==lg
. SCREW INTO 1/4-20 €2g
LOUVERED SIDE LOUVERED SIDE (INSIDE) (1‘;21/2‘5'/3861“,5"[?#2"@5 ﬁﬁ?EW INTO ALUMINUM RIV-NUT o S8/
(INSIDE) (INSIDE) B} } HEEE
@ TYPICAL PANEL HINGE CONNECTION @ TYPICAL CENTER CLIP CONNECTION @ ALTERNATE GENTER CLIP CONNECTION SLIDING PANEL OFFSET CLIP 3 SIS|a
SCALE: 3" = 1-0" SCALE: 3" =1-0" SCALE: 3" = 1-0" NTS. AEHE N
COPYRIGHT ENGINEERING EXPRESS®
23-64831
SCALE: NTS UNLESS NOTED
OF
él:!] :
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MAX. (2) 1/4"x3"x3-3/4" 6063-T6
ALUMINUM HINGE PLATES TO ADJUST

HINGE DEPTH

(OUTSIDE) 50"

SOLID SIDE

. LOUVERED
e, ® /

(OUTSIDE)

1

]

‘ /EMBED

£V | P STa Ay \_@ \ LR
: LOUVERED SIDE \

EDGE
DIST.

TYPICAL WALL HINGE CONNECTION

(INSIDE)

HINGE AND HINGE PLATES TO PROVIDE
MAX. 1/4" GAP BETWEEN SHUTTER
AND STUCCO OR WOOD BANDING

2) ANCHORS REQ'D AT EACH WALL HINGE:
SEE WALL HINGE ANCHOR SCHED. FOR
CONNECTION TO EXIST. STRUCTURE

SCALE: 3" = 1

-0” SCALE: 3" =

\ |
SOLID SIDE

(INSIDE)

SIDE

Jacce
#

(OUTSIDE)

LMAX. SOLID SIDE
e JaPQ> / Pasll
g +

COLBY BENNARDO, PE
PE# 95197 CA# 9885

FL

(OUTSIDE)
LOUVERED SIDE

N
\
‘17, INAL © \\ SIGNED:

g\ 0612312025

N\

HINGE AND HINGE PLATES TO PROVIDE
MAX. 1/4" GAP BETWEEN SHUTTER
AND STUCCO OR WOOD BANDING

EDGE ,
DIST. (2) ANCHORS REQ'D AT EACH WALL HINGE.

SEE WALL HINGE ANCHOR SCHED. FOR
CONNECTION TO EXIST. STRUCTURE

ALTERNATE WALL HINGE CONNECTION

7-0"

BEAM SCHEDULE

WALL BRACKET ANCHOR TYPES
BEAM size |SHUTTER| BEAM | CONCRETE | HOLLOW WOOD
SPAN SPAN | (3323 PS| | CONCRETE| (G=0.42
MIN) BLOCK MIN.)
8-1.75" 6'-0" A B,C A B, C B, C
2'x3'x1/8" | g gn 6-8" AB,C AB,C B, C
(6063-T6) 5-10" 7-0" A B,C A B, C B,C
8-1.75" 7'-5" A B,C A C B, C
X8| g g 81" AB,C AC B, C
(6063-T6) 5-10" 8-6" A B,C A B, C B,C
8-1.75" 88" A B,C A C B, C
2'x5"x1/8" | g gn 9.5" A B,C AC B, C
(6063-T6) 5-10" 9-11" A B, C A C B,C
8-1.75" | 11-3" A, B, C c B,C
2'x4"x1/4" | g gn 122" AB,C c B,C
(6061-T6) 5-10" 12'-6" A B,C A C B,C

ANCHOR TYPES FOR USE WITH BEAM

SCHEDULE, (4) ANCHORS PER BEAM END

A

1/4" ALL POINTS SOLID-SET ANCHORS

FOR CONCRETE: 7/8" MIN. EMBEDMENT, 3" MIN. EDGE
DISTANCE, AND 3" MIN. SPACING.

FOR HOLLOW CONCRETE BLOCK: 7/8" MIN. EMBEDMENT, 3"
MIN. EDGE DISTANCE, AND 3" MIN. SPACING.

1/4" EYEWALL ARMOR MALE BOLT OR DEWALT
MALE/FEMALE PANELMATE

FOR CONCRETE: 2" MIN. EMBEDMENT, 3" MIN. EDGE
DISTANCE, AND 3" MIN. SPACING.

FOR HOLLOW CONCRETE BLOCK: 1-1/4" MIN. EMBEDMENT,
3" MIN. EDGE DISTANCE, AND 3" MIN. SPACING.

FOR WOOD: 1-7/8" MIN. EMBEDMENT. 3/4" MIN. EDGE
DISTANCE, 1.5" MIN. SPACING.

1/4" ITW TAPCON SG

FOR CONCRETE: 1-3/4" MIN. EMBEDMENT, 2-1/2" MIN. EDGE
DISTANCE, 3" MIN. SPACING.

FOR HOLLOW CONCRETE BLOCK: 1-1/4" MIN. EMBEDMENT,
2-1/2" MIN. EDGE DISTANCE, 3" MIN. SPACING.

FOR WOOD: 1-1/2" MIN. EMBEDMENT, 3/4" MIN. EDGE
DISTANCE, 1.5" MIN. SPACING.

YD

SOLID SIDE

(INSIDE)

HINGE AND HINGE PLATES TO PROVIDE
MAX. 1/4" GAP BETWEEN SHUTTER
AND STUCCO OR WOOD BANDING

DIST.

(2) ANCHORS REQ'D AT EACH WALL HINGE.
SEE WALL HINGE ANCHOR SCHED. FOR
CONNECTION TO EXIST. STRUCTURE

ALTERNATE WALL HINGE CONNECTION
SCALE: 3" = 1'-0"

USE 2X4X1/4 ANGLE FOR 3" & 4" BEAMS,
USE 2X5X1/4 ANGLE FOR 5" BEAMS.

R i
Q)
LOUVERED SIDE

(INSIDE)

::\—HINGE AND HINGE PLATES TO PROVIDE
l; MAX. 1/4" GAP BETWEEN SHUTTER

EMBED.

AND STUCCO OR WOOD BANDING

@ ALTERNATE WALL HINGE CONNECTION
SCALE: 3“ = 1"-0"

1/4-20 S.S. MACHINE SCREW INTO 1/4-20

FL 16219.1

@ENGINEERING

EXPRESS®
POSTAL ADDRESS:

2234 NORTH FEDERAL HWY #7664

BOCA RATON, FL 33431
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50@%’;3 Eﬁ,ﬂ" , TYP. TOP AND BOTTOM OF BEAM ALUMINUM RIV-NUT AT EACH VERTICAL JAMB
L 5.00"
CL BOLT v
1.600" CL ANGLES
- |
*ﬁLnS" MIN. |
—.75" i
E ® ® / % \
1
® >
\_ —.75" ]
BEAM, SEE ® /
BEAM SCHED. ANCHOR
SPECIFICATIONS. /_%
EMBED. / BEAM SPAN 8
(1) 7/16"® MACHINE |BOLT WITH W
(2) ANCHORS REQUIRED EACH " LOCK NUT
ANGLE, SEE BEAM SCHEDULE 154(1!?1 3.00" ¢ EDGE DISTANCE
(SIDE VIEW) ANCHOR SPECIFICATIONS. : : SEE BEAM SCHEDULE
(FRONT VIEW) ANCHOR SPECIFICATIONS
TYPICAL WALL BRACKET CONNECTION DETAIL (CONCRETE & HOLLOW
SCALE: 3" = 1-0" CONCRETE BLOCK)
L 5.00" L 1/4-20 S.S. MACHINE SCREW INTO 1/4-20
1 |CL ANGLES | ALUMINUM RIV-NUT AT EACH VERTICAL JAMB
| cLsoLt
—.75"
®

+ <

.15 —

2X4X1/4 ANGLE OR 2X5X1/4 ANGLE.
6063-T6 ALUMINUM ANGLE, TYP. TOP
AND BOTTOM OF BEAM

(wooD)

J_1.00"
MIN "~ 4 5o
(FRONT VIEW) MN ¥ EDGE DISTANCE

BEAM SPAN———

1.125" MIN.

SEE BEAM SCHEDULE
ANCHOR SPECIFICATIONS

o ADhslon o AC gy Co, e
400 WEST MCNAB RD, FT LAUDERDALE, FL 33309
COLLONIAL SHUTTER
FLORIDA BUILDING CODE EIGHTH EDITION (2023)

1 \.r ﬂ?‘g: mnus’!mg
Wholesale Aluminum and Buiding Prgducts

FLORIDA STATEWIDE APPROVAL (FSA FL#16219.1)
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CLOSED POSITION

ba

PLAN VIEW 1

SCALE: 1-1/2" = 1"-0"

COLBY BENNARDO, PE
PE# 95197 CA# 9885

FL

N
\
‘17, INAL © \\ SIGNED:

g\ 0612312025

(2) #14x1" STAINLESS

STEEL SMS

d
Lo

| |SEE SHEET 9 FOR ALL PLAN VIEW
INSTALLATION POSITIONS

R\

PLATE 0.090"x1"x3-1/2" WITH (2)
1/4"¢ RIV-NUTS (TOP & BOTTOM
OF PANELS)

;ﬁ r
TG T S T N o T R ST IS TR O O D3 T T AT,

A

PLAN VIEW 2
SCALE: 1-1/2" = 1"-0"

Z-BAR ANCHOR SCHEDULE:

TO 3350 PSI MIN. CONCRETE:

e 1/4" EYEWALL ARMOR MALE BOLT OR DEWALT
MALE/FEMALE PANELMATE W/ 2" MIN. EMBEDMENT AND
2-1/2" MIN. EDGE DISTANCE.

e 1/4" ITW TAPCON SG W/ 1-3/4" MIN. EMBEDMENT AND
2-1/2" MIN. EDGE DISTANCE.

e 1/4" ALL-POINTS SOLID SET W/ 7/8" MIN. EMBEDMENT
AND 2" MIN. EDGE DISTANCE.

TO HOLLOW CONCRETE BLOCK:

e 1/4" EYEWALL ARMOR MALE BOLT OR DEWALT
MALE/FEMALE PANELMATE W/ 1-1/4" MIN. EMBEDMENT AND
2" MIN. EDGE DISTANCE.

e 1/4" ITW TAPCON SG W/ 1-1/4" MIN. EMBEDMENT AND
2-1/2" MIN. EDGE DISTANCE.

e 1/4" ALL-POINTS SOLID SET W/ 7/8" MIN. EMBEDMENT
AND 2" MIN. EDGE DISTANCE

TO G=0.42 MIN. WOOD HOST STRUCTURE:

e 1/4" HANGER BOLT WITH 1-1/2" MIN. THREAD
PENETRATION AND 3/4" MIN. EDGE DISTANCE.

e 1/4" EYEWALL ARMOR MALE BOLT OR DEWALT
MALE/FEMALE PANELMATE W/ 1-7/8" MIN. EMBEDMENT AND
3/4" MIN. EDGE DISTANCE.

e 1/4" ITW TAPCON SG W/ 1-1/2" MIN. EMBEDMENT AND

3/4" MIN. EDGE DISTANCE.
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NOTE: USE (3) ANCHORS PER 8" Z BAR AND
(2) PER 4.5" Z BAR

CLOSED POSITION

TR R B |

IR

LI A

(1)5/16"% ITW TAPCON XL

OR (2) 1/4"¢ ITW TAPCON

OR (2) 1/4"¢ SHEET METAL SCREW
OR (2) 1/4"¢ LAG SCREW

SEE ANCHOR SCHED. FOR MIN.
EMBED. & EDGE DIST.

(2) #14x1" STAINLESS

STEEL SMS

o
L

R\

(2) #14x1" STAINLESS
STEEL SMS

EQ

AN

(1) 5/16"® ITW TAPCON XL

OR (2) 1/4"¢ ITW TAPCON

OR (2) 1/4"¢ SHEET METAL SCREW
OR (2) 1/4"¢ LAG SCREW

SEE ANCHOR SCHED. FOR MIN.
EMBED. & EDGE DIST.

A

(1) 5/16"9 ITW TAPCON XL

OR (2) 1/4"® ITW TAPCON

OR (2) 1/4"® SHEET METAL SCREW
OR (2) 1/4"¢ LAG SCREW

SEE ANCHOR SCHED. FOR MIN.
EMBED. & EDGE DIST.

OPEN POSITION LOCK
ANCHOR SCHEDULE:

WITH "C" CLIPS OR DOUBLE "C" CLIPS:

WITH BULLET CLIPS:

TO 2899 PSI MIN. CONCRETE:
e (1) 5/16" ITW TAPCON XL W/ 1-3/4" MIN.
EMBEDMENT AND 2" MIN. EDGE DISTANCE.

TO 3192 PSI MIN. CONCRETE:
e (2) 1/4" ITW SS TAPCON W/ 1-3/4" MIN.
EMBEDMENT AND 1" MIN. EDGE DISTANCE.

TO HOLLOW CONCRETE BLOCK:
e (1) 5/16" ITW TAPCON XL W/ 1-3/4" MIN.
EMBEDMENT AND 4" MIN. EDGE DISTANCE.

TO G=0.42 MIN. WOOD HOST STRUCTURE:

® (2) 1/4" WOOD SCREWS OR SHEET METAL SCREWS
W/ 1-3/4" MIN. THREAD PENETRATION AND 3/4" MIN.
EDGE DISTANCE.

e (2) 1/4" LAG SCREWS W/ 1-1/2" MIN. THREAD
PENETRATION AND 3/4" MIN. EDGE DISTANCE.

TO 3192 PSI MIN. CONCRETE:
e (1) 1/4" ITW SS TAPCON W/ 1-3/4" MIN.
EMBEDMENT AND 2-1/2" MIN. EDGE DISTANCE.

TO HOLLOW CONCRETE BLOCK:
e (1) 5/16" ITW TAPCON XL W/ 1-3/4" MIN.
EMBEDMENT AND 4" MIN. EDGE DISTANCE.

TO G=0.42 MIN. WOOD HOST STRUCTURE:

e (1) 1/4" WOOD SCREWS OR SHEET METAL SCREWS
W/ 1-3/4" MIN. THREAD PENETRATION AND 3/4" MIN.
EDGE DISTANCE.

(HINGES NOT SHOWN FOR CLARITY)
(DOUBLE "C" CLIP) (SINGLE "C" CLIP)

NOTE:
CLIPS REQ'D TOP & BOTTOM FOR SPANS > 69”. ONE CLIP REQ'D AT MID-SPAN (+3") FOR
SPANS < 69".

OPEN PQOSITION LOCK W/ "G" CLIP
SCALE: 3" = 1"-0"

(2) #14x1" STAINLESS
STEEL SMS

EQ

AN

(1) 5/16“6 ITW TAPCON XL °

OR (1) 1749 ITW TAPCON

OR (1) 1/4"¢ WOOD SCREW
SEE ANCHOR SCHED. FOR MIN.
EMBED. & EDGE DIST.

NOTE:
BULLET CLIPS SPACED 24" MAX
FROM ENDS AND 48" 0.C. MAX

OPEN POSITION LOCK W/ BULLET CLIP
SCALE: 3" = 1"-0"

FL 16219.1
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N
\
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6.00" 0 FL 16219.1
DETAIL K vi[p vi[p
Y1|} TYP
" | #A—OR K1 = 1 ] 0 <
= % : :
O i — — Z H o~ 8
nz=gu
I I ™M
E 7 : @ON = : z 5 Wi BE5 8
P2 | Z 5 ] W ] . 4 w I'u'.u o g
—V . — T @‘\ DETAIL L 4 4 7 8 g%
@‘\ DETAIL L I (6o OR 4a = W Y @ <uzy
(E)oR OR 4a I==a7 u oA TH 2 Z oR 2222
_\\ 1 < [ HETIH o o T
® - " . ’ gy
| e N oL LT 0 o AN ~ v U] Zx T &
\\ /I ) N~ pd zZ (0] E <«
z z SE < ib
— = ] ] Z00
(V)] < =
X N § § ™M w
4 < v I b by N
v I > g y
- @ ”
[¢))
- Yét th
. i 2 — =
T ANV T I 6.00" .. ] [ AN 5 ]
6.00" — = \_@ — i \_@
Tvp IA—@ \—@ —_ TYP. 37" SLIDING | | 37" SLIDING 37" SLIDING | | 37" sLID\NG
' 37" SLIDING 37" SLIDING 34.00" MAX. PANEL, MAX [ [ PANEL, MAX PANEL, MAX [ | PANEL, MAX
34.00” MAX. | 34.00" MAX. PANEL, MAX | | PANEL, MAX 7
/I

‘ADhison ofABE Szl Co, Inc

400 WEST MCNAB RD, FT LAUDERDALE, FL 33309

ELEVATION: 1 HINGED AND 2 SLIDING PANELS ELEVATION: 2 SLIDING PANELS

COLLONIAL SHUTTER
FLORIDA BUILDING CODE EIGHTH EDITION (2023)

jl \E g,: mnus"rlleg
Wholesale Aluminum and Buiding Prgducts

FLORIDA STATEWIDE APPROVAL (FSA FL#16219.1)
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ELEVATION: 2 HINGED AND 2 SLIDING PANELS SCALE: N.T.S. SCALE: N.T.S.
SCALE: N.T.S.
vip vijp
[ ] [ ]
SLIDING PANEL TRACKS EXTEND
— BEYOND FOR SHUTTER STORAGE —
IN NON-STRUCTURAL OPEN
e POSITION, TYPICAL. e
Z{SHA pa Z I} pa 7 G]
| ] - 4 ] _-— o ] . — — ) S— o
FDETAIL L 1 FDETAIL L, _
For i - bS] EFEE P U1 OR aa s EFEBE— g EEE
< < 3558
=T H) o LTt o N |5 |©
\\ /’ v \\ /I ) a
— a — a 5|z318] ..
4 4 =
wn n 2o qla
X X 81218,
< < =
= = 3
3 3 glzi®
5 o 2188
S3|8
HEEE
[ Ay ] [ Ay ] u E § %:
7 —_ 7 —_ -
37" SLIDING 37" SLIDI 37" SLIDING 37" SLIDING 37" SLIDI 37" SLIDING 37" SLIDING COPYRIGHT ENGINEERING EXPRESS®
PANEL, MAX | [ PANEL, MAX PANEL, MAX | [ PANEL, MAX PANEL, MAX PANEL, MAX [ [ PANEL, MAX
NOTE: SLIDING PANEL 23-64831

ELEVATION: 4 SLIDING PANELS

CONSTRUCTION SAME AS
HINGED PANELS.

SCALE: N.T.S.

@ ELEVATION: 3 SLIDING PANELS
SCALE: N.T.S.

SCALE: NTS UNLESS NOTED

OF
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COLBY BENNARDO, PE -
PE# 95197 CA# 9885 R \:(\‘BE’J;’;// ,
N\ Berrevts ¢ 7
ALTERNATE LEG SV icENsg Ry %,
DIRECTION Jo. 0%
| S ¢ Noost9r . =
Sk tk =
ki = 208 & e HE
W7 1 B . oF ,“;l N
77/ ' 1/4"-20 MACHINE SCREW W / TYP. \e N
| NUTAT 12" 0.C,, TYP. ’ ..!P.-’"‘x(‘)\\\\
e@@ ‘17, INAL € \\" SIGNED:
2x4x0.125 L, foasl aas | TYP.IN Mg\ 0672312025
ALUMINMUM [
ANGLE :
g [{ FL 16219.1
N b= SLIDING PANELS CLIPPED
M\“WW | / TOGETHER IN LOCKED POSITION <
4
— 1 1 H 0
_uf_ ci—h ci—h WHEEL CARRIAGE 4 ~ .0
ANCHORS PE ASSEMBLY AT 3" — Q
"L EG IN'L/L E L@J\ FROM EACH END AND 7 IIO GZ90%
SLIDING PANE 10.25 " 0.C., TYP. Y, mm N2
TRACK ANCHO N ANCHORS PE (1 1/4-20 RIVNUT 0 uw T ow
IN— / " Y J a1
SCHEDULE 1/4-20 RIVNUT 7 LEG IN AT EACH WHEEL L”lu XIra
AT EACH WHEEL 7 SLIDING PANE CARRIAGE 7 A o &
CARRIAGE / L+ <f <4 z 8
7 T B JOL; A1 5 8 OQ ¥ S
w, n ZX hzed
1] | 1} 1SS S Ak ) ] = < w
L WHEEL CARRIAGE, TYP. mm 8 % o =
L es = 2xkx0.12 AT SLIDING PANEL LOCKING EDGE o=
6@@ / 7/ ANCHORS PEW o J I ALUMINM PROVIDE 1/4-20 BOLT AND NUT IN FRONT Zm %
VP ve / “LEG OUT* w N # N i ANGLE OF WHEEL CARRIAGE. BOLT SHALL GO g w
"IN ' “ SLIDING PANEL/ l H H » I THROUGH ANGLE AND TRACK TO HOLD ~
5 ; TRACK ANCHO T N PANELS STATIONARY IN CLOSED POSITION. ~
v SCHEDUL WHEEL
7/ | § CARRIAGE WHEEL CARRIAGE STOPS FOR SLIDING PANELS
A= 1/4"-20 MACHINE ASSEMBLY AT SCALE.NTS —~—~
f SCREW W/ NUTAT 3" FROM EACH TN 3 o -
=) 12 0.C., TYP. END AND 10.25 2l 22
/ | 0.C., TYP. ol &a
ALTERNATE LEG z| z ¢
// DIRECTION s 25
’ S e Sl 6z
1"x1"x0.062" MIN. 1"x0.062" MIN. ALUMINUM %: < N <
ALUMINUM ANGLE, PLATE, FASTENED TO PANEL ¥ a) o W E
SLIDING PANEL TOP TRACK SLIDING PANEL BOTTOM TRACK FASTENED TO WITH 3/16" 5052 ALUMINUM :EE} T [
SCALE. NTS SCALE. NTS PANEL WITH 3/16 POP RIVETS @ 24" O.C. MAX 0’58 a ': I:'—: 1
NTS i N.T.S. 5052 ALUMINUM 11 ANGLES WITH PLATES asio2 05 <
POP RIVETS @ 24 ,gg |z 23
" " . 0.C. MAX Az 3 i
LEG IN" SLIDING PANEL TRACK ANCHOR SCHEDULE: "LEG OUT" SLIDING PANEL TRACK ANCHOR SCHEDULE: SLIDING PANEL INTERLOCK D Elp|ldws
= - =
HosT ANGHOR SLIDING PANEL VERTICAL SPAN HOST cHO SLIDING PANEL VERTICAL SPAN SCALE:N.T.S. ;E o2 % 8 E
STRUCTURE 36" 48" 60" 72" 84" 97" STRUCTURE ANCHOR 36" 28" 60" 7o a4 97 2 g Job
1/4" ITW SS TAPCONS W/ 1-3/4" MIN. 1/4" ITW SS TAPCONS W/ 1-3/4" MIN. _@ <|S 2=
EMBEDMENT AND 2-1/2" MIN. EDGE | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. EMBEDMENT AND 2-1/2" MIN. EDGE | 16" 0O.C. | 13"0O0.C. | 10"0.C. | 9"0O.C. 7"0.C. 6" O.C. 2 5 9 E
CONCRETE DISTANCE CONCRETE DISTANCE E | = 5 |<£
(3192 PSIMIN.) | 1/4" DEWALT ULTRACON W/ 1-3/4" (3192 PSIMIN.) | 1/4" DEWALT ULTRACON W/ 1-3/4" G Qv
MIN. EMBEDMENT AND 2-1/2" MIN. 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. MIN. EMBEDMENT AND 2-1/2" MIN. 16" 0.C. | 16"0.C. | 13"0.C. | 11" O.C. 9"0.C. 8"0.C. L < <
EDGE DISTANCE EDGE DISTANCE = E g
CONCRETE | 174" MILLENIUM MILLFAST W/ 1-3/4" CONCRETE | 14" MILLENIUM MILLFAST W/ 1-3/4" S O o
(3500 PSI MIN,) | MIN. EMBEDMENT AND 2-1/2" MIN. | 16" O.C. | 16"O.C. | 16"O.C. | 16"0.C. | 16"0.C. | 16"O.C. | | (3500 ps MiN,) | MIN. EMBEDMENT AND 2-1/2" MIN. | 16"O.C. | 13"0C. | 10"0OC. | 9'0OC. | 7"0C. | 6"0C. < T
EDGE DISTANCE : EDGE DISTANCE
1/4" MILLENIUM MILLFAST W/ 1-1/4" 1/4" MILLENIUM MILLFAST W/ 1-1/4" % % W e
MIN. EMBEDMENT AND 2-1/2" MIN. | 16"0.C. | 13"O.C. | 11"0.C. | 9"0.C. | 8"0C. | 7"OC. MIN. EMBEDMENT AND 2-1/2'MIN. | 7"0.C. | 5"0.C. | 4"O.C. HEER
EDGE DISTANCE EDGE DISTANCE % % % a|glglg
1/4" ITW SS TAPCONS W/ 1-1/4" MIN. 1/4" ITW SS TAPCONS W/ 1-1/4" MIN. W a
EMBEDMENT AND 2-1/2" MIN. EDGE | 15" O.C. | 12"0.C. | 9"0.C. | 8"0.C. | 7"0.C. | 6"0.C. EMBEDMENT AND 2-1/2" MIN. EDGE | 6"O.C. | 4"0.C. | 4"0.Cc. | 3"0.C. | 3"0.C. SRR
DISTANCE DISTANCE : % o|z|o|o
HOLLOW 1/4" DEWALT ULTRACON W/ 1-1/4" HOLLOW 1/4" DEWALT ULTRACON W/ 1-1/4" % €lnloln
CONGRETE | MIN. EMBEDMENT AND 2-1/2" MIN. | 16" O.C. | 13"0.C. | 10"0.C. | 8'0.C. | 7"0.C. | 6"O.C. CONCRETE | MIN. EMBEDMENT AND 2-1/2"MIN. | 6"0.C. | 5"0.C. | 4"0.C. | 3"0.C. | 3"0OC. 2/912/9
BLOCK EDGE DISTANCE BLOCK EDGE DISTANCE % ° =
5/16" ITW TAPCON XL W/ 1-3/4" MIN. 5/16" ITW TAPCON XL W/ 1-3/4" MIN. $
EMBEDMENT AND 4" MIN. EDGE | 16" 0.C. | 16"O.C. | 15"0.C. | 13"0.C. | 11"0.C. | 9'0O.C. EMBEDMENT AND 4" MIN. EDGE | 10"0.C. | 7"0.C. | 6"0.C. | 5"0.C. | 4"0.C. | 4"0.C. ==
DISTANCE. DISTANCE. 213|5
5/16" DEWALT ULTRACON W/ 1-1/4" 5/16" DEWALT ULTRACON W/ 1-1/4" % 7 % oS &
MIN. EMBEDMENT AND 3-1/8" MIN. | 16" O.C. | 16" 0.C. | 16" 0.C. | 14"0.C. | 12" 0.C. | 10" O.C. MIN. EMBEDMENT AND 3-1/8" MIN. | 10" 0.C. | 8"0.C. | 6"0.C. / Elolals
EDGE DISTANCE EDGE DISTANCE <3815
77777777 $883
1/4" LAG SCREW W/ 1-1/2" MIN. 1/4" LAG SCREW W/ 1-1/2" MIN. glee| g |,
EMBEDMENT AND 3/4" MIN. EDGE | 16" O.C. | 16" 0.C. | 16" O.C. | 16" O.C. | 16" O.C. | 16" O.C. EMBEDMENT AND 3/4" MIN. EDGE | 16" 0.C. | 14"0.C. | 11"0.C. | 10"O.C. | 8"0.C. | 7"0O.C.
WOOD (G:O " DISTANCE _— (G:O " DISTANCE NOTE: 3|| MIN SPACING FOR ANCHORS COPYRIGHT ENGINEERING EXPRESS@
MIN.) #14 SMS OR WOOD SCREW W/ 1-1/2" MIN.) #14 SMS OR WOOD SCREW W/ 1-1/2" INTO CONCRET,E/HOLLOW BLOCK HOST 23-64831
MIN. EMBEDMENT AND 3/4" MIN. | 16" O.C. | 16"0.C. | 16"0.C. | 16"0.C. | 15" 0.C. | 13"0O.C. MIN, EMBEDMENT AND 3/4"MIN. | 13"0.C. | 10"0.C. | 8"0.C. | 7"0.C. | 6"0.C. | 5"0O.C. STRUCTURE. 1" MIN SPACING FOR
EDGE DISTANCE. EDGE DISTANCE. ANCHORS INTO WOOD HOST STRUCTURE SCALE: NTS UNLESS NOTED

OF

@

NOTES: TABLE PROVIDES MAXIMUM ANCHOR SPACING FOR INDICATED ANCHOR TYPES AND
SLIDING PANEL VERTICAL SPANS FOR "LEG IN" CONDITION. ANCHORS SHALL BE LOCATED 2" MAX
FROM TRACK ENDS.

*ALL MILLENIUM MILLFAST SCREWS SHALL HAVE T&C ULTRACOTE

NOTES: TABLE PROVIDES MAXIMUM ANCHOR SPACING FOR INDICATED ANCHOR TYPES AND
SLIDING PANEL VERTICAL SPANS FOR ALTERNATE "LEG OUT" CONDITION. ANCHORS SHALL BE
LOCATED 2" MAX FROM TRACK ENDS.

*ALL MILLENIUM MILLFAST SCREWS SHALL HAVE T&C ULTRACOTE
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