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"i TREMCO 3735 Green Road

Roofing & Building Maintenance

Beachwood, OH 44122
(800) 562-2728

‘SUBJECT: Tremco TPA Single Ply Roof Systems

SCOPE: This NEMO Evaluation Report (henceforth ‘NER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules
and regulations governing Product Approval of construction materials in the State of Florida and ISO/IEC 17065
via NEmoO|cert. NeEmoO Evaluations has evaluated the product described herein for compliance with the Code
sections noted herein.

CODE: 2024, 2021, and 2018 International Building Code TDI Third Party Evaluation Report acceptance

FBC JURISDICTION:
NEMO CATEGORY:
FBC CATEGORY:
FBC SuB-CATEGORY:
CSI DIVISION:

METHOD:

COMPLIANCE
STATEMENT:

QUALITY ASSURANCE:

CONTINUED
COMPLIANCE:

BUILDING PERMIT
REQUIREMENTS:
ADVERTISEMENT:

CERTIFICATION OF
INDEPENDENCE:

NEMO CERT, LLC
www.nemocert.com

©ONEMO. All rights reserved. Prodict Certfcation

2023 Florida Building Code, 8™ Edition
2025 California Building Code
Non-HVHZ and HVHZ

Single Ply

Roofing

Single Ply Roof Systems

07 00 00 Thermal and Moisture Protection
07 54 00 Thermoplastic Membrane Roofing
075419 Polyvinyl-Chloride Roofing

Method 1, Option C — Codified Material, Evaluation by Evaluation Entity

Tremco TPA Single Ply Roof Systems, as produced by Tremco CPG, Inc., have demonstrated compliance with
the Code sections noted herein through testing in accordance with the referenced Standards, rational analysis
and an ongoing quality assurance program. Compliance is subject to the Installation Requirements and
Limitations of Use set forth herein.

Evidence of current quality assurance shall be listing and/or labeling in accordance with the requirements of
NEmO]| cert.

This NER is valid until such time the named product(s) change, the referenced Quality Assurance changes, or the
evaluated Code provisions change. NEMO Evaluations requires, at minimum, a complete review of this NER with
each 3-year Code Cycle.

As required by the Building Official or Authority Having Jurisdiction to evaluate the installation of this product.

“NEmMo Evaluated” may be displayed in advertising literature. If any portion of the NER is displayed, it shall be

displayed in its entirety.

v" NEMO CERT, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any
company manufacturing or distributing products it evaluates.

v' NEMO CERT, LLC is not owned, operated or controlled by any company manufacturing or distributing
products it evaluates.

v' This is a building code evaluation. NEMO CERT, LLC is not, in any way, the Designer of Record for any project
on which this NER, or previous versions thereof, is/was used for permitting or design guidance.
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1. CODES, PROPERTIES AND STANDARDS:

CoDE SECTION PROPERTY STANDARD

2018 International Building Code 1504.3.1 Wind resistance FM 4474 or UL1897
1504.6 Physical properties ASTM G154 and G155
1504.7 Impact resistance FM 4470
1505.1 Fire Classification UL 790
1507.10.2 Material standard ASTM D2178
1507.10.2,1507.11.2.1 Material standard ASTM D4601

1507.11.2 Material standard ASTM D6162, D6163, D6164
1507.13.2 Material standard ASTM D4434
2021 International Building Code 1504.4.1 Wind resistance FM 4474 or UL1897
1504.7 Physical properties ASTM G154 and G155
1504.8 Impact resistance FM 4470
1505.1 Fire Classification UL 790
1507.10.2 Material standard ASTM D2178
1507.10.2, 1507.11.2.1 Material standard ASTM D4601

1507.11.2 Material standard ASTM D6162, D6163, D6164
1507.12.2 Material standard ASTM D4434
2024 International Building Code 1504.4.1 Wind resistance FM 4474 or UL1897
1506.2 Physical properties ASTM G154 and G155
1504.7 Impact resistance FM 4470
1505.1 Fire Classification UL 790
1507.10.2 Material standard ASTM D2178
1507.10.2, 1507.11.2.1  Material standard ASTM D4601

1507.11.2 Material standard ASTM D6162, D6163, D6164
1507.12.2 Material standard ASTM D4434
2025 California Building Code 1504.4.1 Wind resistance FM 4474 or UL1897
1506.2 Physical properties ASTM G154 and G155
1504.7 Impact resistance FM 4470
1505.1 Fire Classification UL 790
1507.10.2 Material standard ASTM D2178
1507.10.2, 1507.11.2.1 Material standard ASTM D4601

1507.11.2 Material standard ASTM D6162, D6163, D6164
1507.12.2 Material standard ASTM D4434
2023 Florida Building Code, 8t Edition 1504.3.1 Wind resistance FM 4474
1504.6 Physical properties ASTM G154
1504.7 Impact resistance FM 4470
1507.10.2, TAS 110 Material standard ASTM D4601
1507.10.2, TAS 110 Material standard ASTM D2178
1507.11.2, TAS 110 Material standard ASTM D6162
1507.11.2, TAS 110 Material standard ASTM D6163
1507.11.2, TAS 110 Material standard ASTM D6164
1507.12.2, TAS 110 Material standard ASTM D4434

TAS 110 Resistance to Foot Traffic TAS 114, Section 8.9
TAS 110 Wind resistance TAS 114, Appendix C, D orJ
TAS 110 Susceptibility Hail Damage TAS 114, Appendix F
TAS 110 Susceptibility to Leakage TAS 114, Appendix G
TABLE 1: EVALUATED MEMBRANES
ProODUCT MATERIAL STANDARD
TYPE NAME REFERENCE TYPE
Roor Cover?! TPA 45, 60, 80-mil ASTM D4434 1l
Roor CoveR OR CAP PLy! TPA FB 45, 60, 80-mil ASTM D4434 1l

L Nemo Certified. Consult Directory of Certified Products for production location(s).
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BURmastic Composite Ply HT ASTM D4601 1]
BURmastic Composite Ply Premium ASTM D4601 1]
THERMglass Type IV ASTM D2178 v
THERMglass Premium VI ASTM D2178 \
POWERply Endure 300 Smooth ASTM D6162 11}
BASE PLY, PLY OR VAPOR POWERply Endure 320 Smooth ASTM D6162 I}
BARRIER? POWERply Standard Smooth ASTM D6163 |
POWERply Standard Smooth HW ASTM D6163 |
POWERply Endure 100 Smooth ASTM D6163 ]
POWERply Heavy Duty Base Sheet ASTM D6163 1l
POWERply 2PM ASTM D6164 |
POWERply Endure 200 Smooth ASTM D6164 |
TABLE 2: COMPONENTS BY OTHERS _(4.1.3'
TYPE TREMCO PRODUCT ACCEPTABLE ALTERNATE FBC NOA
Tremco #12 DP Fastener Trufast #12 DP FL4500 25-0129.08
Tremco #14 HD Fastener Trufast #14 HD FL4500 25-0129.08
Tremco #15 EHD Fastener Trufast #15 EHD FL4500 25-0129.08
N/A Trufast VERSA-FAST Fastener FL4500 25-0129.08
Tremco Twin Loc-Nail Assembled Trufast Twin Loc-Nail Assembled
Fastener Fastener FL4500 25-0125.08
Tremco 2.4” Barbed Seam Plate Trufast 2.4” Scoop Seam Plate FLA500 25-0129.08
Tremco 3” Metal Insulation Plate Trufast 3” Metal Insulation Plate FL4500 25-0129.08
ROOFING FASTENERS: N/A Trufast PVC IW Plate FL4500 25-0129.08
N/A Trufast VERSA-FAST Metal Plate FL4500 25-0129.08
Trufast Coiled Batten Bar-Deep Well
N/A (BB-20R-3-DW) N/A N/A
Tremco #1211 Fastener OMG #12 Standard Roofgrip FL699 24-0627.03
Tremco #1410 Fastener OMG Heavy Duty FL699 24-0627.03
Tremco #1510 XHD Fastener OMG XHD Fastener FL699 24-0627.03
N/A OMG Maxload Fastener FL699 24-0627.03
N/A OMG Super XHD FL699 24-0627.03
TABLE 2: COMPONENTS BY OTHERS _(4.1.3'
TYPE TREMCO PRODUCT ACCEPTABLE ALTERNATE FBC NOA
N/A OMG CD-10 FL699 24-0627.03
N/A OMG Polymer Gyptec Fastener FL699 24-0627.03
Tremco Disc 3 in. Steel Stress Plate OMG 3 in. Galvalume Steel Plate FL699 24-0627.03
;r:trzco Disc Ribbed 3 in. Steel Stress 15, 3 in. Ribbed Galvalume Plate FL699 24-0627.03
N/A OMG 2-3/4 in. Super XHD Barbed Seam FL699 24-0627.03
Plate
N/A OMG 2-3/8 in Eyehook Seam Plate FL699 24-0627.03
ROOFING FASTENERS: N/A OMG 2 in. Barbed Seam Plate FL699 24-0627.03
N/A OMG 2-3/8 in. XHD Barbed Seam Plate FL699 24-0627.03
N/A OMG RhinoBond Insulation Plate (PVC) FL699 24-0627.03
N/A OMG 2” Barbed Plastic Seam Plate N/A N/A
N/A Polymer Gyptec Metal Plate N/A N/A
N/A Dekfast DF-#12-PH3 FL20311 22-0913.02
N/A Dekfast DF-#14-PH3 FL20311 22-0913.02
N/A Dekfast DF-#15-PH3 FL20311 22-0913.02

2 Contact contact@nemocert.com for production location(s) of non-Certified products covered by QA/Surveillance services.
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TABLE 2: COMPONENTS BY OTHERS _(4.1.3'

TyYPE TREMCO PRODUCT ACCEPTABLE ALTERNATE EBC NOA
N/A Dekfast PLT-R-3 FL20311 22-0913.02
N/A isoweld® F1-P-6.8-PVC FL20311 22-0913.02
N/A ACE #12 FL41667 25-0402.11
N/A ACE #15 FL4A1667 25-0402.11
N/A ACE 3” BE Insulation Plate FL41667 25-0402.11
N/A ACE 3” WW Insulation Plate FL41667 25-0402.11
TremBoard AC N/A N/A N/A
Trisotech ENRGY 3 FL4205 24-0610.04
Trisotech G ACFoam-I| FL17989 24-1120.02
Trisotech CGF ACFoam-llI FL17989 24-1120.02
N/A ACFoam HD CoverBoard FL17989 24-1120.02
N/A ACFoam HD CoverBoard-FR N/A N/A
N/A Atlas ThermalStar Type Il N/A N/A
N/A H-Shield FL5968 24-1021.04
N/A EnergyGuard Polyiso Insulation FL16311 24-1114.02
N/A DensDeck FL1250 22-1223.04
N/A DensDeck Prime FL1250 22-1223.04
N/A DensDeck ProFast Prime Roof Board N/A N/A
N/A DEXcell FA Glass Mat Roof Board FL17840 23-0329.09
N/A DEXcell Cement Roof Board FL17840 23-0329.09
N/A Styrofoam Brand Roofmate FL38732 23-1121.01

SR N/A Styrofoam Brand Highload 60 FL38732 23-1121.01
N/A Styrofoam Brand Plazamate FL38732 23-1121.01
N/A Styrofoam Brand Deckmate Plus N/A N/A
N/A ISO 95+ GL N/A 25-1023.17
N/A RESISTA N/A N/A
N/A Multi-Max FA3 FL11207 22-0815.03
N/A Ultra-Max FL11207 22-0815.03
N/A MONOBOARD Plus FL13712 25-0212.01
N/A TOPROCK DD Plus FL13712 25-0212.01
N/A SECUROCK Cement Roof Board FL4264 21-0923.05
N/A SECUROCK Gypsum-Fiber Roof Board FL4264 21-0923.05
N/A Struc.todek HD with Primed Red N/A N/A

Coating
N/A STURDY-DEK Asphaltic Coverboard FL42402 23-0623.03
N/A Elastizell Lightweight Insulating FLA994 23-0817.05
Concrete
N/A Cellular Concrete FL2037 24-0906.02
Tremco Low Rise Green Foam
Insulation Adhesive N/A N/A
Tremco Low Rise Foam Insulation Millennium One Step Foamable
Adhesive Adhesive i FL1800 25-0417.03
Millen.nium One Step Green Foamable FL1800 5-0417.03

ADHESIVES: Adhesive
Tremco Low Rise Foam Insulation Tremco LR Adhesive N/A N/A
Adhesive (BG) Millennium PG-1 Pump Grade Adhesive FL1800 25-0417.03
Tremco LR Adhesive Millennium PG-1 Pump Grade Adhesive FL1800 25-0417.03
Tremco PSF Adhesive N/A N/A N/A
THERMastic N/A N/A N/A

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.
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TABLE 2: COMPONENTS BY OTHERS _(4.1.3'
TyYPE TREMCO PRODUCT ACCEPTABLE ALTERNATE FBC NOA
THERMastic 80 N/A FL3818 25-0103.02
BURmastic Adhesive MC N/A N/A 25-0103.02
TPA Bonding Adhesive N/A N/A N/A
TPA LV Single Ply Bonding Adhesive N/A N/A N/A
Tremco Fleece Backed WB Single Ply
Bonding Adhesive N/A N/A N/A
POWERply Endure BIO Adhesive TF N/A N/A N/A
AlphaGuard C-Prime N/A FL15546 25-0103.02
TREMprime WB Primer N/A FL3818 25-0103.02
PRIMERS: Tremco AVC Membrane Primer N/A N/A N/A
Tremco AVC Membrane Primer (WB)  [N/A N/A N/A
TruGround Conductive Primer N/A N/A N/A
Tremco AVC Max N/A N/A N/A
RoLL Goops:
Tremco AVC Membrane N/A N/A N/A
3. INSTALLATION:
3.1 Tremco TPA Single Ply Roof Systems shall be installed in accordance with Tremco CPG, Inc. published installation instructions,
subject to the Limitations of Use noted herein.
3.1.1 Fasteners: Fasteners shall be of sufficient length for the following engagements.
FASTENER REFERENCES
Roor Deck PARTS FASTENER ENGAGEMENT
Fastener Options:|Tremco #1211 Fastener, Tremco #1410 Fastener, Tremco #1510 Fastener, Tremco
#12 DP Fastener, Tremco #14 HD Fastener, Tremco #15 EHD Fastener, OMG #12
Standard, OMG Heavy Duty, OMG XHD, Dekfast DF-#14-PH3, Dekfast DF-#15-PH3,
Trufast #12 DP, Trufast #14 HD or Trufast #15 EHD . .
ZY\Z?:éered Plate Options: Tremco Disc 3 in. Steel Stress Platce, Tremco 3” Metal Insulation Plate, OMG 3 in. x:é?rgt?;:((ﬁngineered
sheathing or Rll'bbed GaIvaIur’r.1e Plate, OMG 3 in. Galvalume Plate, SFS Dekfast PLT-R-3 or Trufast sheathing) or min. 1-inch
plank : 3” Metal Insulation Pla?te : : embedment (plank)
Proprietary|ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate
Combinations: |(with polyisocyanurate insulation, TremBoard AC, DEXcell Cement Roof Board,
DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board)
Fastener Options:|Tremco #1211 Fastener, Tremco #1410 Fastener, Tremco #1510 Fastener, Tremco
#12 DP Fastener, Tremco #14 HD Fastener, Tremco #15 EHD Fastener, OMG #12
Standard, OMG Heavy Duty, OMG XHD, SFS Dekfast DF-#12-PH3, Dekfast DF-#14-
PH3, Dekfast DF-#15-PH3, Trufast #12 DP, Trufast #14 HD or Trufast #15 EHD
Plate Options:|Tremco Disc 3 in. Steel Stress Plate, Tremco Disc Ribbed 3 in. Steel Stress Plate, Min. 0.75-inch
Steel Tremco 3” Metal Insulation Plate, OMG 3 in. Ribbed Galvalume Plate, OMG 3 in. N
Galvalume Steel Plate, SFS Dekfast PLT-R-3 or Trufast 3” Metal Insulation Plate penetration
Proprietary|ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate
Combinations: |(with polyisocyanurate insulation, TremBoard AC, DEXcell Cement Roof Board,
DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board)
Fastener Options:|Tremco #1410 Fastener, Tremco #14 HD Fastener, OMG Heavy Duty, OMG CD-10,
SFS Dekfast DF-#14-PH3 or Trufast #14 HD . )
Structural Plate Options:|Tremco Disc 3 in. Steel Stress Plate, Tremco 3” Metal Insulation F_’Iate, oMG 3” Er?:;::j\gl;twlm' Linch
Concrete Galvalume Plate, SFS Dekfast PLT-R-3 or Trufast 3” Metal Insulation Plate HVHZ: Min. 1.25-inch
Proprietary|ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with embedment
Combinations:|polyisocyanurate insulation, TremBoard AC, DEXcell Cement Roof Board, DensDeck
Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board)
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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3.1.2 Insulation:

(a) Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that
meet FBC 1505 and, for foam plastic, FBC Chapter 26, when installed with the roof cover.

(b) For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and using
System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved (Local or Statewide) insulation board
or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover
installation, see Section 3.1.2(d). The separator component shall be documented as meeting FBC 1505 and, for foam plastic,
FBC Chapter 26, when installed with the roof cover in Recover applications.

(c) Minimum 200 psi, minimum 2-inch thick FBC Approved (Local or Statewide) lightweight insulating concrete may be substituted
for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed
through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater
type, thickness and strength to the steel and structural concrete deck listings. Roof decks and structural members shall be in
accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance
allowance and does not purport to address non-wind-uplift-related issues, such as deck venting or moisture levels within the
LWIC and the potential effect on overlying components.

(d) Preliminary insulation attachment for Type D-1 or D-2 systems:
» IBC, CBC or FBC Non-HVHZ: Unless otherwise noted, use Approved roofing fasteners and plates and refer to Section
2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.
» FBC HVHZ: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates; minimum four fasteners per
4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.

(e) Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority
Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC Florida Product Approval or NOA
for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the
minimum design mix shall be 300 psi. In all cases, the minimum top-coat thickness is 2-inches. For LWIC over structural
concrete, reference is made to FBC Section 1917.4.1, Point 1. For “pre-existent” LWIC references, listings were established
through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM
C150), with no proprietary additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of
these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and Authority
Having Jurisdiction.

(f) Unless otherwise noted, rigid board insulation or coverboard attachment patterns for Type B-1, B-2, and C-1 systems are as
outlined below.

INSULATION ATTACHMENT PATTERNS — 4x4 FT BOARDS

1 per 4.0 ft? (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
-12-in.-—24-in.—~ 6-in. = -~ 18-in. - 6-in. 6-in. = -+ 18-in. - 6-in.
i i [ 1
12-in. J o ' u ~ 6in.
‘ 18-in.
24tin | 24-in.
: 18-in. | 6-in.
12-in. 6-in. !
1 - T 6-in.
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1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in.-——--18-in. - 6-in. 6-in.~—=-18-in. =~ 6-in. 6-in.——--18-in. 6-in.
f T i T i i T | | [ [}
6-in. i 12-in. | © :
. ) : : 12-in
12-in. 18-in |
‘ : 24-in. 12-in
12-in. !
1 t
6-in. 18;in : 12-in
| 1 12-in. !
! 6-in. | 6-in.
-12-in.- 6-in. i 1
1 per 1.45 ft? (11 per board) 1 per 1.3 ft? (12 per board) 1 per 1.0 ft2 (16 per board)
6-in+—18-in.— 6-|n.—l 6-|n.———18-|n.«1 6""'7] 6rin.- 124, 6,
‘ G e © i & o :471 l & o %
24-in 12-in. 12-in. 12/in.
l e ! . SO '
.............................. & 12-in. 12-in. ) ) ) ) 121|n.
(= = ! 121 . & 121'
. -in. -in.
12-in. . D, |
& o G . 1 v T i 6-in. - - 6-in.
-in. . 1
f - 18-in. -- - s-in.1 —12-in.—%-in.
INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft2 (12 per board)
“12-in.- 1 6-in. -~ 6-in.
f i 7 I 6ein. |~ 18-in.~ i
12-in 12;in ‘ 12-in
! f 12-in. !
) 24-in. !
247n 24 24-in
T 24-in.
[ 24-in. !
; 24;in 24-in
24;in ! 24-in
i 24-in. | © B J
24-in -
24-in . 24-in 24-in
; f 2in, | @ ! 5
1 12 I
12-in ‘|n 12-in 12' in
' ~—24-in— ' ' - 24-in.—
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1 per 2.3 ft2 (14 per board) 1 per 2.13 ft? (15 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.8 ft? (18 per board)
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(g) In addition to Table 2, the following products are interchangeable within the scope of this NER:
TABLE 3: ACCEPTABLE ALTERNATES
TYPE LISTED PRODUCT ALTERNATE PRODUCT
ROOFING INSULATION: DensDeck Prime DensDeck StormX Prime Roof Board

3.1.3 Insulation Adhesives:

(a) Unless otherwise noted, insulation adhesive application rates are as follows.

Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published
instructions. If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer. When multiple layers(s) of
insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered. The maximum edge
distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons

spacing.
INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE RATE
Tremco Low Rise Foam Insulation Adhesive LRFIA Continuous ribbons, 12-inch o.c.
Tremco CPG Tremco Low Rise Foam Insulation Adhesive (BG)  |LRFIA(BG) Continuous ribbons, 12-inch o.c.
Tremco PSF Adhesive PSFA Continuous ribbons, 12-inch o.c.
Generic Hot asphalt Full coverage at 25-30 Ibs/square

(b) Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered
polyisocyanurate at the following thickness limitations may be substituted with the following Maximum Design Pressure
(MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below
meets or exceeds that listed for a particular system in the tables, then the thinner board listed below may be used as a drop-
in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS

ADHESIVE INSULATION MIN. TAPERED THICKNESS (IN.) MDP (psF)
LRFIA or LRFIA(BG) |Any polyisocyanurate listed with adhesive herein 0.5 -157.5

(c) Adhered Insulation, Board Size:
» Non-HVHZ: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.
» HVHZ: Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

3.1.4 Roof Covers:
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(a) For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MATERIAL APPLICATION
ADHESIVE METHOD RATE
Contact 0.83 gal
BB1-TPABA Roof Cover: | TPA TPA Bonding Adhesive ontac gal/square
(both sides) per surface
. TPA LV Single Ply Contact 0.83 gal/square
BB2-TPALV Roof Cover: TPA Bonding Adhesive (both sides) | per surface
Wet |
FB1-HA Cap Ply: TPAFB Hot asphalt (subitr:'zle) 25 Ibs/square
. THERMastic or Wet lay
FB2-THERM Cap Ply: TPAFB THERMastic 80 (substrate) 25 lbs/square
. . Wet lay
FB3-TPABA Cap Ply: TPAFB TPA Bonding Adhesive (substrate) 1 gal/square
Tremco Fleece Backed Wet Ia
FB4-FBWB Cap Ply: TPAFB WB Single Ply Bonding (substra'Ze) 1 gal/square
Adhesive
1-inch wide
ribbons spaced
Wet | i
FBS-TLRA Cap Ply: TPAFB Tremco LR Adhesive (Sube;r::’e) ::b';::i‘l'r';in o
Spatter-
application
. POWERply Endure BIO 2.0to 3.0
FB6-PEBATF Cap Ply: TPAFB Adhesive TF Wet lay gal/square
FB7-PSFA Cap Ply: TPAFB Tremco PSF Adhesive Wet lay :‘;Zﬁ;’ion
BP-CAS Base Ply or One or two BURmastic Composite Ply HT,
Ply: BURmastic Composite Ply Premium
One or two POWERply Endure 300 Smooth, POWERpIy Endure BIO Wet lay
Base Ply or POWERply Endure 320 Smooth, POWERply Adhesive TF (substrate) 2.0 gal/square
SBS-CA5 Ply: Standard Smooth, POWERply Endure 100 Smooth,
¥: POWERply Heavy Duty Base, POWERply 2PM,
POWERply Endure 200 Smooth
BP-CA6 Base Ply or One or two BURmastic Composite Ply HT,
Ply: BURmastic Composite Ply Premium
POWERply Endure 300 Smooth, POWERply Endure BURmastic Adhesive Wet lay
Base Ply or 320 Smooth, POWERply Standard Smooth, MC (substrate) 2.0 gal/square
SBS-CA6 Ply: POWERply Endure 100 Smooth, POWERply Heavy
¥: Duty Base, POWERply 2PM, POWERply Endure 200
Smooth
One or two BURmastic Composite Ply HT,
Base Ply: . K .
BP-AA BURmastic Composite Ply Premium
Ply: One or more THERMglass Type IV, THERMglass
v: Premium VI Wet la
One or two POWERply Endure 300 Smooth, Hot asphalt (substra’Ze) 25 lbs/square
Base Plv or POWERply Endure 320 Smooth, POWERply
SBS-AA Plv: v Standard Smooth, POWERply Endure 100 Smooth,
v: POWERply Heavy Duty Base, POWERply 2PM,
POWERply Endure 200 Smooth
One or two BURmastic Composite Ply HT,
Base Ply: . . .
BP-SEBS BURmastic Composite Ply Premium
Plv: One or more THERMglass Type IV, THERMglass
¥: Premium VI Wet Ia
One or twoPOWERply Endure 300 Smooth, THERMastic 80 (substraZe) 25 lbs/square
Base Plv or POWERply Endure 320 Smooth, POWERply
SBS-SEBS Plv: 4 Standard Smooth, POWERply Endure 100 Smooth,
¥: POWERply Heavy Duty Base, POWERply 2PM,
POWERply Endure 200 Smooth
torch-
SBS-TA Base Ply: One or two POWERply Standard Smooth HW torch-applied a;(:;ICied full-bond
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(b) For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length
perpendicular to the steel deck flutes.

(c) For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This
condition may preclude proper induction welding of the membrane to the plates.

(d) For Base Ply applications BP-CA5 and BP-CA6, substrates of Structodek HD with Primed Red Coating, DensDeck, DensDeck
Prime, DEXcell FA Glass Mat Roof Board and SECUROCK Gypsum-Fiber Roof Board may be primed with DETEC “TruGround
Conductive Primer” prior to Base Ply installation. Allowable substrates for DETEC “TruGround Conductive Primer” with single-
ply membranes (BB1-TPABA with DensDeck Prime and SECUROCK Gypsum-Fiber Roof Board; FB3-TPABA with DensDeck
Prime, SECUROCK Gypsum-Fiber Roof Board, and DEXcell Cement Roof Board; and FB4-FBWB with DensDeck Prime.

3.1.5 Vapor barrier:

(a) For System Types B-1, B-2, C-1, C-2, D-1 or Type D-2, an optional thermal barrier and/or Tremco AVC Membrane or Tremco
AVC Max (self-adhering) may be installed atop the roof deck prior to installation of the insulation and roof cover. Refer to FM
Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.

(b) Vapor barrier options for use over wood, steel, or structural concrete deck followed by bonded insulation carry the following
MDP limitations. The lesser of the MDP listings below vs. that of the selected assembly applies.

VAPOR BARRIER OPTIONS; W0OD DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION

VAPOR BARRIER ADHESIVE
OPTION # PRIMER MDP (psF)
TYPE APPLICATION PERTABLE 1B
W-VB-1. Trfemco AVC Membrane Tremco AVC Max Self-adhering LRFIA, LRFIA (BG) or -52.5
Primer PSFA
Tremco AVC Membrane . LRFIA, LRFIA (BG) or
W-VB-2. Primer (WB) Tremco AVC Max Self-adhering PSEA -75.0
VAPOR BARRIER OPTIONS; STEEL DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE
OPTION # PRIMER MDP (psF
TYPE APPLICATION PER TABLE 2A MDP (psF)
T AVC M LRFIA, LRFIA (B
S-VB-1. rgmco C Membrane Tremco AVC Max Self-adhering ’ (BG) or -90.0
Primer PSFA
VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE
OPTION # PRIMER MDP (PsF)
TYPE APPLICATION PER TABLE 3A
T AVC M
C-VB-1. remco AVC Membrane Tremco AVC Membrane Self-adhering LRFIA or LRFIA(BG) -150.0

Primer

Tremco AVC Membrane
C-VB-2. Primer or Tremco AVC Tremco AVC Max Self-adhering LRFIA or LRFIA(BG) -150.0
Membrane Primer (WB)

BURmastic Composite Ply HT, BURmastic Composite  |[BURmastic Adhesive SF

C-VB-3. | TREMprime WB Primer Ply Premium, BURmastic Composite Ply HT Green at 2 gal./sq. LRFIA(BG) -1800

BURmastic Composite Ply HT, BURmastic Composite |BURmastic Adhesive SF
-VB-4. N LRFIA(B! -182.
¢ one Ply Premium, BURmastic Composite Ply HT Green at 2 gal./sq. (BG) 825
. . BURmastic Composite Ply HT, BURmastic Composite  [BURmastic Adhesive SF
C-VB-5. TREM WB P LRFIA -202.5
prime rimer Ply Premium, BURmastic Composite Ply HT Green at 2 gal./sq.

C-VB-6. |ASTM D41 THERMglas IV, THERMglas Premium VI hot asphalt hot asphalt -225.0
BURmastic Composite Ply HT, BURmastic Composite |BURmastic Adhesive MC

C-VB-7. |None Ply Premium, BURmastic Composite Ply HT Green at 2 gal./sq. LRFIA or LRFIA(BG) 2500
BURmastic Composite Ply HT, BURmastic Composite

POWERply Endure BIO

C-VB-8 None Ply Premium, BURmastic Composite Ply HT Green or Adhesive TF at 2 gal./sq.

POWERply Heavy Duty Base Sheet

POWERply Standard Smooth, POWERply Endure 100 |POWERply Endure BIO
Smooth, POWERply Endure 200 Smooth Adhesive TF at 2 gal/sq.
C-VB-10. |TREMprime WB Primer POWERply Standard Smooth HW Torch-applied LRFIA or LRFIA(BG) -345.0

LRFIA or LRFIA(BG) | -262.5

C-VB-9. None LRFIA or LRFIA(BG) -292.5
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LIMITATIONS OF USE:
General:

This is a building code evaluation. NEMO CERT, LLC is not, in any way, the Designer of Record for any project on which this
NER, or previous versions thereof, is/was used for permitting or design guidance. NERs are not to be construed as
representing any attributes not specifically listed, nor are NERS to be construed as an endorsement of the subject of the report
or a recommendation for its use. There is no warranty by NEMO CERT, LLC, express or implied, as to any finding or other
matter in this report, or as to any product covered by the report.

4.1.2 This NER pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC
requirements to the satisfaction of the Authority Having Jurisdiction.

(a) RESERVED
(b) Unless otherwise noted, reference to ‘structural concrete’ pertains to min. 2,500 psi structural concrete, and excludes

4.1.3

4.2

421

4.2.2

4.2.3

‘structural lightweight concrete’.

All components in the roof assembly shall have quality assurance surveillance in accordance with F.A.C. Rule 61G20-3. For
components listed herein that are produced by a manufacturer other than the report holder on Page 1 of this NER, refer to
the Florida Product Approval or NOA of the component manufacturer.

Jurisdiction Specific:

IBC and FBC Non-HVHZ ‘

This NER does not include evaluation of fire classification. Refer
to IBC / FBC 1505, UL TGFU.R6692 and the fire classification
certificate for the roof cover manufacturer for requirements
and limitations regarding roof assembly fire classification. Refer
to IBC / FBC 2603 for requirements and limitations concerning
the use of foam plastic insulation.

This NER does not include evaluation of roof edge termination.
Refer to IBC or FBC 1504.5 for requirements and limitations
regarding edge securement for low-slope roofs.

Refer to IBC or FBC 1511 for requirements and limitations
regarding recover installations.

(a) For mechanical attachment to existing roof decks, fasteners

shall be tested for withdrawal resistance. A qualified design
professional shall review the data for comparison to the
minimum requirements for the system. Testing shall be in
accordance with ANSI/SPRI FX-1 or TAS 105.

(b) For adhered re-roof (tear off) installation, the existing substrate

shall be examined for compatibility with the adhesive. If any
surface conditions exist that bring system performance into
question, field uplift testing in accordance with ANSI/SPRI IA-1,
FM Loss Prevention Data Sheet 1-52 or TAS 124 shall be
conducted on mock-ups of the proposed interface.

(c) For adhered recover installation, the existing roof system shall

meet project design pressure requirements on its own merit to
the satisfaction of the Authority Having Jurisdiction, as
documented through field uplift testing in accordance with FM
Loss Prevention Data Sheet 1-52 or TAS 124.

4.2.4 Wind Load Resistance:

(a) Refer to Section 4.3 for a tabulated summary of assembly listings and maximum allowable design pressures.

BACKTO TOP

FBC HVHZ

LINK TO TOP OF ATTACHMENT REQUIREMENTS

This NER does not include evaluation of fire classification.
Refer to FBC HVHZ 1516, UL TGFU.R6692 and the fire
classification certificate for the roof cover manufacturer for
requirements and limitations regarding roof assembly fire
classification. Refer to FBC 2603 for requirements and
limitations concerning the use of foam plastic insulation.

This NER does not include evaluation of roof edge
termination. Refer to RAS 111 for requirements and
limitations regarding edge securement for low-slope roofs.

Refer to FBC HVHZ 1521 for requirements and limitations
regarding recover installations.

For mechanical attachment to existing roof decks, fasteners
shall be tested for withdrawal resistance. A qualified design
professional shall review the data for comparison to the
minimum requirements for the system. Testing shall be in
accordance with TAS 105.

For adhered re-roof (tear off) installation, the existing
substrate shall be examined for compatibility with the
adhesive to be installed. If any surface conditions exist that
bring system performance into question, field uplift testing
in accordance with TAS 124 shall be conducted on mock-
ups of the proposed interface.

For adhered recover installation, the existing roof system
shall meet project design pressure requirements on its own
merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in
accordance with TAS 124.

©ONEMO. All rights reserved.
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(b) “MDP” = Maximum Design Pressure is the result of testing for

wind load resistance based on allowable wind loads, and reflects
the ultimate passing pressure divided by 2 (the 2 to 1 margin of
safety per FBC 1504.9 has already been applied). Refer to IBC or
FBC 1609 for determination of design wind loads.

(c) The MDP for the selected assembly shall meet or exceed at least

the Zone 1 PRIME design pressure determined in accordance
with IBC or FBC Chapter 16. Elevated pressure zones shall
employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly
used methods are ANSI/SPRI WD1, FM Loss Prevention Data
Sheet 1-29, RAS 117 and RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM
Loss Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

(d) For fully-adhered installations, the maximum design pressure

for the selected assembly shall meet or exceed the critical
design pressure. Rational analysis is not permitted.

Tremco CPG Inc.

FL16425-R10
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“MDP” = Maximum Design Pressure is the result of testing
for wind load resistance based on allowable wind loads, and
reflects the ultimate passing pressure divided by 2 (the 2 to
1 margin of safety per TAS 114 has already been applied).
Refer to FBC HVHZ 1620 or RAS 128 for determination of
design wind loads.

The MDP for the selected assembly shall meet or exceed at
least the Zone 1 PRIME design pressure determined in
accordance with FBC HVHZ 1620 or RAS 128. Elevated
pressure zones shall employ an attachment density
designed by a qualified design professional to resist the
elevated pressure criteria. Analysis shall be in accordance
with RAS 117 or RAS 137.

For assemblies marked with an asterisk*, the maximum
design pressure (MDP) limitation shall be applicable to all
roof pressure zones. Rational analysis is not permitted.

©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://www.spri.org/standards/
https://www.fmglobal.com/research-and-resources/fm-global-data-sheets
https://www.fmglobal.com/research-and-resources/fm-global-data-sheets
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://www.fmglobal.com/research-and-resources/fm-global-data-sheets
https://www.fmglobal.com/research-and-resources/fm-global-data-sheets
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

IAS

Report No.: NER-TRM-002.R3 FL16425-R10

Revision 3: 2026-04-21 ACCREDITED

Page 13 of 224 e

NEMO |cert. ISO/IEC 17065  PCA-145

4.3 System Listings and Allowable Design Pressures: See Section 4.2.4
TABLE DECK APPLICATION TYPE DESCRIPTION PAGE

1A Wood New, Reroof (Tear-Off) A-1 Bonded Insulation(s), Bonded Roof Cover (not for use in HVHZ jurisdictions) 14
18 Wood New, Reroof (Tear-Off) A-2 Bonded Vapor Barrier, Bonded Insulation(s), Bonded Roof Cover 26
1c Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 28
1p Wood New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation(s), Bonded Roof Cover 34
1e Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation(s), Bonded Roof Cover 41
1F Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 43
16 Wood New, Reroof (Tear-Off), Recover C-2 Mechanically Attached Insulation, Induction Welded Roof Cover 54
1H Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 56
1 Wood New, Reroof (Tear-Off), Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 57
2A Steel New, Reroof (Tear-Off) A-1 Bonded Insulation(s), Bonded Roof Cover 58
28 Steel New, Reroof (Tear-Off) A-3 Bonded Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation(s), Bonded Roof Cover 78
2C Steel or Structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 86
2D Steel New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation(s), Bonded Roof Cover 110
2E Steel or Structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 159
2F Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-2 Mechanically Attached Insulation, Induction Welded Roof Cover 172
2G Steel New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 173
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation(s), Bonded Roof Cover 175
38 Structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 189
3c Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 189
4A Deck with Lightweight Concrete New, Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation(s), Bonded Roof Cover 190
48 Deck with Lightweight Concrete New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation(s), Bonded Roof Cover 197
5A Cementitious Wood Fiber New, Reroof (Tear-Off) A-1 Bonded Insulation(s), Bonded Roof Cover 200
58 Cementitious Wood Fiber New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation(s), Bonded Roof Cover 204
5¢ Cementitious Wood Fiber Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 205
6A Gypsum Reroof (Tear-Off) A-1 Bonded Insulation(s), Bonded Roof Cover 207
68 Gypsum New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation(s), Bonded Roof Cover 211
6C Gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 213
7A Various Recover A-1 Bonded Insulation(s), Bonded Roof Cover 215
78 Steel Recover C-2 Mechanically Attached Insulation, Induction Welded Roof Cover 223
7c Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 224
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base P Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
TPA IN TPA BONDING ADHESIVE OR TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:
Pl 4, 15/32 Additional Layer(s):
. y\rl]voo ! i ) (Optional) Min. 2-inch LRFIA or Additional Insulation Layer(s): (Optional) Min. 1- LRFIA or LRFIA(BG), BB1-TPABA
W-1 ;nzc/l,sspg:a;aelng Trisotech G, Trisotech CGF, LRFIA(BG), inch base insulation 12-inch o.c. None None or BB2- -60.0
’ Trisotech or H-Shield 12-inch o.c. | Coverboard: Min. 0.5-inch DensDeck Prime Coverboard: LRFIA or TPALV
CDX, APA rated - .
LRFIA(BG), 6-inch o.c.
- Additi | Insulation L : (Opti 1) Min. 1-
oot 552 opona i v | rinar | S e Ot
W-2 2 5P & | Trisotech G, Trisotech CGF, LRFIA(BG), : ‘ , ‘ ' None None or BB2- 67.5
32/16, Grade ) . A Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c.
Trisotech or H-Shield 12-inchoc. | —/ ——— k TPALV
CDX, APA rated SECUROCK Gypsum-Fiber Roof Board
Min. 2-inch Trisotech G,
Plywood, 15/32- Trisotech CGF, Trisotech, 1ISO
inch, span rating 95+ GL, Multi-Max FA3, LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof LRFIA or LFRIA(BG), BB1-TPABA
W-3 LRFIA(BG), . None None or BB2- -75.0
32/16, Grade RESISTA, Ultra-Max or 12-inch o.c Board 12-inch o.c. TPALY
CDX, APA rated Styrofoam Brand Roofmate, o
Highload 60 or Plazamate
- Additional Insulation L : (Optional) Min. 1-
b apan raing | Min: 2-neh Tistech 6 R or | e et e or LRFA®G) 6 BBL-TPABA
W-4 5P & | Trisotech CGF, Trisotech or H- | LRFIA(BG), : , _ , , ' None None or BB2- -97.5
32/16, Grade ) X Coverboard: Min. 0.5-inch DensDeck Prime, min. inch o.c.
Shield 12-inchoc. | ———— — . TPALV
CDX, APA rated 0.25-inch SECUROCK Gypsum-Fiber Roof Board
Min. 0.5-inch DensDeck Prime,
E}"C"r’]"?i’nl;/t ?nz Min. 0.25-inch SECUROCK LRFIA or BB1-TPABA
W-5 32/16 pGrade € | Gypsum-Fiber Roof Board, LRFIA(BG), | None N/A None None or BB2- 1125
’ Min. 0.5-inch SECUROCK 12-inch o.c. TPALV
CDX, APA rated
Cement Roof Board
.Plywood 15/,32 i . . Additional Insulation Layer(s): (Optional) Min. 1- Addltlona.l Layer(s BB1-TPABA
inch, span rating (Optional) Min. 2-inch PSFA, 12- - . - PSFA, 12-inch o.c.
W-6 h ) . inch base insulation None None or BB2- -60.0
32/16, Grade Trisotech G or Trisotech CGF inch o.c. Rk R . Coverboard: PSFA, 6-
Coverboard: Min. 0.5-inch DensDeck Prime . TPALV
CDX, APA rated — inch o.c.
Plywood, 15/32- Additional Insulation Layer(s): (Optional) Min. 1-
inch, span rating (Optional) Min. 2-inch PSFA, 12- inch base insulation BB1-TPABA
W=7 32/16, Grade Trisotech G or Trisotech CGF inch o.c. Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None ?;2?5_ 675
CDX, APA rated SECUROCK Gypsum-Fiber Roof Board
:::Z:mvzoilnlé/t?:_ Min. 2-inch Trisotech G or PSFA, 12- Min. 0.5-inch SECUROCK Gypsum-Fiber Roof BB1-TPABA
W-8 » 5P J IN- £INEh Tisotec ) i in. ¥.>mine ypsum-ti PSFA, 12-inch o.c. None None or BB2- -75.0
32/16, Grade Trisotech CGF inch o.c. Board TPALYV
CDX, APA rated
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck {4.12) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Plywood, 15/32- f’-\dditionall Insula.tion Layer(s): (Optional) Min. 1-
inch, span rating | Min. 2-inch Trisotech G or PSFA, 12 inch base insulation BBLTPABA
W-9 5P & . N Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None or BB2- -97.5
32/16, Grade Trisotech CGF inch o.c. min. 0.25-inch SECUROCK G Fiber Roof TPALV
CDX, APA rated min. 0.25-inc ypsum-Fiber Roo
Board
mz:‘;o‘:’nli/t |3nz Min. 0.5-inch DensDeck Prime | oo o BB1-TPABA
W-10 5P J or min. 0.25-inch SECUROCK ) ! None N/A None None or BB2- -112.5
32/16, Grade G -Fiber Roof Board inch o.c. TPALY
CDX, APA rated ypsum-Fiber Roof Boar:
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
Min. 1.5-inch Trisotech G, .
Flywood, 15/?2- Trisotech CGF, Trisotech, H- LRFIA or Additional Insulation Layer(s): (Optional) Min. 1- BP-AA, 5BS- | (Optional) BP-
inch, span rating ) R . K . LRFIA or LFRIA(BG), AA, BP- AA, SBS-AA, BP- | FB1-HA or
W-11 Shield, Multi-Max FA3 or LRFIA(BG), inch base insulation ) 525
32/16, Grade X X . 12-inch o.c. SEBS or SEBS or SBS- FB2-THERM
Styrofoam Brand Roofmate, 12-inch o.c. | Coverboard: Min. 0.125-inch TremBoard AC
CDX, APA rated . SBS-SEBS SEBS
Highload 60 or Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- ) . ) inch base insulation BP-AA, SBS- | (Optional) BP-
W-12. | inch, span rating x::otz e(l:rf:C(P:]GT; 'S‘Tortsg?efh or H- tii:ﬁ(;;) Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), AA, BP- AA, SBS-AA, BP- | FBI-HAor |
32/16, Grade Shield ! 12-inch o ,c SECUROCK Gypsum-Fiber Roof Board or 12-inch o.c. SEBS or SEBS or SBS- FB2-THERM ’
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch SBS-SEBS SEBS
DEXcell Cement Roof Board
Min. 2-inch Trisotech G,
Plywood, 15/32- Trisotech CGF, Trisotech, 1ISO . . X BP-AA, SBS- | (Optional) BP-
W.1s | inch spanrating | 95+ GL, Multi-Max FA3, t;i:ﬁ (cérG) g"o';gfr g’ggj:gg?gggg:f;‘;?f FB'S:: ng;’:nin LRFIA or LFRIA(BG), AA, BP- AA, SBS-AA, BP- | FBL-HAOr |
32/16, Grade RESISTA, Ultra-Max or 12-inch o ’c 7/16-inch DEXcell Cement Roof Board ! 12-inch o.c. SEBS or SEBS or SBS- FB2-THERM !
CDX, APA rated Styrofoam Brand Roofmate, - SBS-SEBS SEBS
Highload 60 or Plazamate
Min. 0.25-inch SECUROCK
-Fi B
Plywood, 15/32- | SYPsum-Fiber Roof Board, BP-AA, SBS- | (Optional) BP-
inch, span rating | " 0.5-inch DensDeck Prime, | LRFIA or AA, BP- AA, SBS-AA, BP- | FB1-HA or
W-14- 1 35/16, Grade g‘;"m:nf;{r;f; SBE(;:J ngfrﬁin ;F;':c(:?'c None N/A SEBS or SEBS or SBS- FB2-THERM | 07
CDX, APA rated 7/16-inch DEXcell Cement SBS-SEBS SEBS
Roof Board
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
N Deck (4.1.2) Attach Attach £
o. Type il Type - Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- ) . . inch base insulation BP-AA, SBS- | (Optional) BP-
Ws, | inch, spanrating TMr:gotzeéECQGTFr'S‘T"::g?efh or tii:ﬁ(‘éfﬁ,) Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), 6- | AA, BP- AA,SBS-AA, BP- | FBL-HAOr |
: 32/16, Grade Shield ! 12-inch o ; SECUROCK Gypsum-Fiber Roof Board or inch o.c. SEBS or SEBS or SBS- FB2-THERM '
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch SBS-SEBS SEBS
DEXcell Cement Roof Board
Flywood, 15/?2- . . ) Additional Insulation Layer(s): (Optional) Min. 1- BP-AA, SBS- | (Optional) BP-
inch, span rating Min. 1.5-inch Trisotech G or PSFA, 12- : X - . AA, BP- AA, SBS-AA, BP- | FB1-HA or
W-16. . . inch base insulation PSFA, 12-inch o.c. -52.5
32/16, Grade Trisotech CGF inch o.c. Coverboard: Min. 0.125-inch TremBoard AC SEBS or SEBS or SBS- FB2-THERM
CDX, APA rated overboarg: Min. ©.22>-nch TremBoa SBS-SEBS | SEBS
Additi I lation L : i 1) Min. 1-
Plywood, 15/32- inii'g:::in:jrai;i" ayer(s): (Optional) Min BP-AA, SBS- | (Optional) BP-
W-17 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- c board: Min. 0.5-inch Densbeck Pri PSEA. 12-inch o.c AA, BP- AA, SBS-AA, BP- | FB1-HA or -60.0
32/16, Grade Trisotech CGF inch o.c. 75&’3;82:(6 - 'F','g‘c o e?SB ecd rime, /16 ' . SEBS or SEBS or SBS- FB2-THERM '
CDX, APA rated _ ypsum-Fiber Roof Boardor min. 7/16- SBS-SEBS | SEBS
inch DEXcell Cement Roof Board
Plywood, 15/32- ) ) ) BP-AA, SBS- | (Optional) BP-
W.1g | inch spanrating | Min. 2-inch Trisotech G or PSFA, 12- BMO';‘;;JE’;':‘?: iiigﬁggf;‘;pcse“lFl';:s;tR;g;f bSEA. 12-inch o.c AA, BP- AA, SBS-AA, BP- | FBL-HAOr |
32/16, Grade Trisotech CGF inch o.c. Board ’ ’ e SEBS or SEBS or SBS- FB2-THERM :
CDX, APA rated SBS-SEBS SEBS
Plywood, 15/32- g"'nggfgi'gzrssg?;czfg BP-AA, SBS- | (Optional) BP-
W-19 inch, span rating M\TE 0.5-inch DensDeck Pll'ime PSFA, 12- None N/A AA, BP- AA, SBS-AA, BP- | FB1-HA or 975
32/16, Grade or rr;in. 7/16-inch DEXcell inch o.c. SEBS or SEBS or SBS- FB2-THERM '
CDX, APA rated ) SBS-SEBS SEBS
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- o bace mociation (s): (Optional) Mi BP-AA, SBS- | (Optional) BP-
inch, span rating Min. 2-inch Trisotech G or PSFA, 12- S . . . AA, BP- AA, SBS-AA, BP- | FB1-HA or
W-20. 1 33/16, Grade Trisotech CGF inch o.c. %&1'\"'”' O'iiE‘ChRDe?S;ECZP”m?' PSFA, 12-inch o.c. SEBS or SEBS or SBS- FB2-THERM | 07
CDX, APA rated , ypsum-Fiber Root Board or min. SBS-SEBS | SEBS
7/16-inch DEXcell Cement Roof Board
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
" . . . Additional Layer(s):
- Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- | (0 n-1) Min. 2-inch LRFIA or ; Linsulation Laver(s): {Optional) LRFIA or LRFIA(BG), FB3-TPABA
inch, span rating h X inch base insulation .
W-21 Trisotech G, Trisotech CGF, LRFIA(BG), . ! ) 12-inch o.c. None None or FB4- -60.0
32/16, Grade . . . Coverboard: Min. 0.5-inch DensDeck Prime or
Trisotech or H-Shield 12-inch o.c. - ’ Coverboard: LRFIA or FBWB
CDX, APA rated min. 7/16-inch DEXcell Cement Roof Board .
LRFIA(BG), 6-inch o.c.
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Additional Insulation Layer(s): (Optional) Min. 1-
:)rjz\r:voso:’nli/t?:- (Optional) Min. 2-inch LRFIA or inch base insulation LRFIA or LRFIA(BG), 6- FB3-TPABA
W-22 32/£6 pGrade g Trisotech G, Trisotech CGF, LRFIA(BG), Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c ! None None or FB4- -67.5
’ Trisotech or H-Shield 12-inch o.c. | SECUROCK Gypsum-Fiber Roof Board or min. - FBWB
CDX, APA rated R
7/16-inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G,
Plywood, 15/32- | Trisotech CGF, Trisotech, IS0 | peyn o | Min, 0.5-inch SECUROCK Gypsum-Fiber Roof FB3-TPABA
inch, span rating 95+ GL, Multi-Max FA3, K . LRFIA or LFRIA(BG),
W-23. LRFIA(BG), Board or min. 7/16-inch DEXcell Cement Roof . None None or FB4- -75.0
32/16, Grade RESISTA, Ultra-Max or 12-inch o.c Board 12-inch o.c. FBWB
CDX, APA rated Styrofoam Brand Roofmate, o
Highload 60 or Plazamate
Pl d, 15/32 Additional Insulation Layer(s): (Optional) Min. 1-
ing’:’": C e | Min. 2inch Trisotech 6, LRFIA or inch base insulation LRFIA o LRFIA(BG), 6- FB3-TPABA
W-24. 32/£6 pGrade g Trisotech CGF, Trisotech or H- LRFIA(BG), Coverboard: Min. 0.5-inch DensDeck Prime, min. inch o.c ! None None or FB4- -97.5
4 Shield 12-inch o.c. | 0.25-inch SECUROCK Gypsum-Fiber Roof Board or - FBWB
CDX, APA rated . .
min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch DensDeck Prime,
E:Z;’\"?jnl;/jnz Min. 0.25-inch SECUROCK LRFIA or FB3-TPABA
was. | e pGrade € | Gypsum-Fiber Roof Board, LRFIA(BG), | None N/A None None or FB4- 1125
! Min. 0.5-inch SECUROCK 12-inch o.c. FBWB
CDX, APA rated
Cement Roof Board
- - . . R iti ver(s):
Plywood, 15/32 _ o Additional Insulation Layer(s): (Optional) Min. 1- | Additional Laver(s FB3-TPABA
inch, span rating (Optional) Min. 2-inch PSFA, 12- - N - PSFA, 12-inch o.c.
W-26. h i ) inch base insulation None None or FB4- -60.0
32/16, Grade Trisotech G or Trisotech CGF inch o.c. K X . Coverboard: PSFA, 6-
Coverboard: Min. 0.5-inch DensDeck Prime U FBWB
CDX, APA rated E— inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- - L N 5 .I ver(s): (Opti IMi
inch, span ratin (Optional) Min. 2-inch PSFA, 12- inch base insulation FB3-TPABA
W-27. » 5P £ .p o . i Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None or FB4- -67.5
32/16, Grade Trisotech G or Trisotech CGF inch o.c. P —— . R
SECUROCK Gypsum-Fiber Roof Board or min. FBWB
CDX, APA rated .
7/16-inch DEXcell Cement Roof Board
E\'Z‘r’]"?‘:nlé/t?nz Min. 2-inch Trisotech G o psEa 12, | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof FB3-TPABA
W-28 » 5P J o . ! Board or min. 7/16-inch DEXcell Cement Roof PSFA, 12-inch o.c. None None or FB4- -75.0
32/16, Grade Trisotech CGF inch o.c. Board FBWB
CDX, APA rated
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- inch base insulation FB3-TPABA
W-29 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- Coverboard: Min. 0.5-inch DensDeck Prime or PSFA. 6-inch o.c None None or FB4- 975
) 32/16, Grade Trisotech CGF inch o.c. min. 0.25-inch SECUROCK Gypsum-Fiber Roof ! - FBWB ’
CDX, APA rated Board or min. 7/16-inch DEXcell Cement Roof
Board
::]"c"r’]"?inl;/tla; Min. 0.5-inch DensDeck Prime | oo o FB3-TPABA
W-30 » 5P € | or min. 0.25-inch SECUROCK . ! None N/A None None or FB4- -112.5
32/16, Grade Gypsum-Fiber Roof Board inch o.c. FBWB
CDX, APA rated s
TPA FB IN TREMCO LR ADHESIVE OR TREMCO PSF ADHESIVE:
-, ) . ) . Additional Layer(s): FB5-TLRA,
mz:‘;o‘;’nli/t |3nz (Optional) Min. 2-inch LRFIA or ﬁ‘i‘:}'gg::'"']:fﬁ;:f;‘;" Layer(s): (Optional) Min. 1| geia o |RFIA(BG), 6-inch o.c.
W-31 5P € | Trisotech G, Trisotech CGF, LRFIA(BG), Hen . 12-inch o.c. None None or FB7- -60.0
32/16, Grade . . X Coverboard: Min. 0.5-inch DensDeck Prime or
CDX. APA rated Trisotech or H-Shield 12-incho.c. | =/ — 7/16-inch DEXcell C t Roof Board Coverboard: LRFIA or PSFA,
’ min. -inc cell Lement Root Boar LRFIA(BG), 6-inch o.c. spatter
Plywood, 15/32- ' . ' {'-\ddltlonaIA Insula.tlon Layer(s): (Optional) Min. 1- FB;-TLRA,
inch. span ratin (Optional) Min. 2-inch LRFIA or inch base insulation LRFIA or LRFIA(BG), 6- 6-inch o.c.
W-32 » SP J Trisotech G, Trisotech CGF, LRFIA(BG), Coverboard: Min. 0.5-inch DensDeck Prime or X ! None None or FB7- -67.5
32/16, Grade . . X S —— i X inch o.c.
CDX. APA rated Trisotech or H-Shield 12-inch o.c. | SECUROCK Gypsum-Fiber Roof Board or min. PSFA,
’ 7/16-inch DEXcell Cement Roof Board spatter
Min. 2-inch Trisotech G
X X ’ FB5-TLRA,
.PIywood, 15/?2_ Trisotech CG.F' Trisotech, ISO LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 6-inch o.c.
inch, span rating 95+ GL, Multi-Max FA3, K . LRFIA or LFRIA(BG),
W-33. LRFIA(BG), Board or min. 7/16-inch DEXcell Cement Roof . None None or FB7- -75.0
32/16, Grade RESISTA, Ultra-Max or 12-inch o.c Board 12-inch o.c. PSEA
CDX, APA rated Styrofoam Brand Roofmate, - . att’e .
Highload 60 or Plazamate P
— on L : - n 1 R
Plywood, 15/32- . . . .Addltlonal.lnsula.tlon ayer(s): (Optional) Min FBIS TLRA,
inch. span ratin Min. 2-inch Trisotech G, LRFIA or inch base insulation LRFIA or LRFIA(BG), 6- 6-inch o.c.
w4, | e pGra - € | Trisotech CGF, Trisotech or H- | LRFIA(BG), | Coverboard: Min. 0.5-inch DensDeck Prime or A ' None None or FB7- -97.5
CDX, APA rated Shield 12-inch o.c. | min. 0.25-inch SECUROCK Gypsum-Fiber Roof PSFA,
Board spatter
FBS-TLRA,
E':Z:\vzoilnlri/t?:_ Min. 0.5-inch DensDeck Prime LRFIA or 6-inch o.c.
W-35 »SP J or Min. 0.25-inch SECUROCK LRFIA(BG), None N/A None None or FB7- -112.5
32/16, Grade Gypsum-Fiber Roof Board 12-inch o PSFA
CDX, APA rated ypsum-Hi inch o.c. 4
spatter
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
. FB5-TLRA
Plywood, 15/32- " . . . . Additional Layer(s): A ’
inch, span rating (Optional) Min. 2-inch PSFA, 12- .Addltlonal‘ Insula.tlon Layer(s): (Optional) Min. 1 PSFA, 12-inch o.c. 6-inch o.c.
W-36 A ) . inch base insulation None None or FB7- -60.0
32/16, Grade Trisotech G or Trisotech CGF inch o.c. G board: Min. 0.5-inch DensDeck Pri Coverboard: PSFA, 6- PSFA
CDX, APA rated soverboard: Vin. 9.>-inch LDensbeck Frime inch o.c. '
spatter
Additi I lation L : i 1) Min. 1- -
Plywood, 15/32- . ddltlona‘ nsu a.tlon ayer(s): (Optional) Min FB.S TLRA,
inch, span ratin (Optional) Min. 2-inch PSFA, 12- inch base insulation é-inch o.c.
W-37 ) 5P & P = L Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None or FB7- -67.5
32/16, Grade Trisotech G or Trisotech CGF inch o.c. p—— k X
SECUROCK Gypsum-Fiber Roof Board or min. PSFA,
CDX, APA rated R
7/16-inch DEXcell Cement Roof Board spatter
FB5-TLRA,
mz;:voso:’nli/t?:- Min. 2-inch Trisotech G or PSEA 12- Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 6-inch o.c.
W-38. » SP g o . ’ Board or min. 7/16-inch DEXcell Cement Roof PSFA, 12-inch o.c. None None or FB7- -75.0
32/16, Grade Trisotech CGF inch o.c. Board PSEA
CDX, APA rated !
spatter
Additi I lation L : i 1) Min. 1- -
Plywood, 15/32- . ddltlona. nsu a.tlon ayer(s): (Optional) Min FB.S TLRA,
inch, span ratin Min. 2-inch Trisotech G or PSFA, 12- inch base insulation 6-inch o.c.
W-39. » 5P £ - . i Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 12-inch o.c. None None or FB7- -97.5
32/16, Grade Trisotech CGF inch o.c. Min. 0.25-inch SECUROCK Fiber Roof PSEA
CDX, APA rated in. 0.25-inch SECUROCK Gypsum-Fiber Roo ,
Board spatter
FB5-TLRA,
E':Z;vzoi’nlrz/t?nz_ Min. 0.5-inch DensDeck Prime PSEA 12- 6-inch o.c.
W-40. 5P € | or Min. 0.25-inch SECUROCK | . None N/A None None or FB7- 1125
32/16, Grade G -Fiber Roof Board inch o.c. PSEA
CDX, APA rated ypsum-Fiber Root Boar ’
spatter
Plywood, 15/32 Min. 1.5-inch Trisotech G, FB5-TLRA,
’ ] i i - Additional Insulation Layer(s): (Optional) Min. 1- -i
inch, span rating | | 10tech CGF, Trisotech, H LRFIA or ; - . ver(s): (Optional) LRFIA or LFRIA(BG), BP-CASor | (Optional)Bp- | Zincho-c.
W-41. 32/16, Grade Shield, Multi-Max FA3 or LRFIA(BG), inch base insulation 12-inch o.c SBS-CAS CAS or sBS-CAs | ©" FB7- -52.5
’ Styrofoam Brand Roofmate, 12-inch o.c. | Coverboard: Min. 0.125-inch TremBoard AC - PSFA,
CDX, APA rated . -
Highload 60 or Plazamate spatter
pyoos 1552 o eon s O 0 3 ool
; r2=e Optional) Min. 2-inch LRFIA or LRFIA or LRFIA(BG), . 4-inch o.c.
inch, span rating | (OPtional) Min. 2-inc Coverboard: Min. 0.5-inch Structodek HD with . (BG) BP-CA5or | (Optional) BP-
W-42. Trisotech G, Trisotech CGF, LRFIA(BG), - ; . 12-inch o.c. or FB7- -60.0
32/16, Grade Trisotech or H-Shield 12-inch o.c Primed Red Coating, DensDeck Primeor Coverboard: LRFIA or SBS-CAS CA5 or SBS-CA5 PSFA
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch WBG)E‘;—inch o spatt’er
DEXcell Cement Roof Board ! o
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
N Deck (4.1.2) Attach Attach £
o. Type il Type - Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): (Optional) Min. 1- FBS-TLRA
Plywood, 15/32- (Opti 1) Min. 2-inch LRFIA inch base insulation 4—in;:h o c,
W-43 inch, span rating TriFs)oltoer::i G #r:i.sotlzzh CGF LRFIA((I;rG) Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), 6- BP-CAS or (Optional) BP- or FBT- h 675
’ 32/16, Grade Trisotech 0; H-Shield ! 12-inch o ; SECUROCK Gypsum-Fiber Roof Board or inch o.c. SBS-CAS5 CAS or SBS-CAS PSEA '
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch s att:er
DEXcell Cement Roof Board P
Min. 2-inch Trisotech G
! FB5-TLRA
Plywood, 15/32- Trisotech CGF, Trisotech, ISO . . . . §
inch, span rating | 95+ GL, Multi-Max FA3, LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof LRFIA or LFRIA(BG), BP-CASor | (Optional)Bp- | *inchoc.
W-44, LRFIA(BG), Board or SECUROCK Cement Roof Board or min. . or FB7- -75.0
32/16, Grade RESISTA, Ultra-Max or X K 12-inch o.c. SBS-CA5 CAS5 or SBS-CAS
12-inch o.c. | 7/16-inch DEXcell Cement Roof Board PSFA,
CDX, APA rated Styrofoam Brand Roofmate, spatter
Highload 60 or Plazamate P
Additional Insulation Layer(s): (Optional) Min. 1- FB5-TLRA,
Plywood, 15/32- Min. 2-inch Trisotech G LRFIA or inch base insulation 4-incho.c
inch, span rating . ) , . . ) . LRFIA or LRFIA(BG), 6- BP-CAS5 or (Optional) BP- h
W-45. Trisotech CGF, Trisotech or H- LRFIA(BG), Coverboard: Min. 0.5-inch DensDeck Prime, Min. . or FB7- -97.5
32/16, Grade ) X P T— . inch o.c. SBS-CA5 CAS or SBS-CAS
Shield 12-inch o.c. | 0.25-inch SECUROCK Gypsum-Fiber Roof Board, PSFA,
CDX, APA rated X X
Min. 0.5-inch SECUROCK Cement Roof Board spatter
Min. 0.5-inch DensDeck Prime, FB5-TLRA,
E}"C"r’]"?j'nlé/t 32| Min. 0.25-inch SECUROCK LRFIA or Bp-CASor | (Optional) gp. | 4o
W-46. 5P € | Gypsum-Fiber Roof Board, LRFIA(BG), | None N/A P or FB7- 1125
32/16, Grade . X X SBS-CA5 CAS5 or SBS-CAS
CDX. APA rated Min. 0.5-inch SECUROCK 12-inch o.c. PSFA,
’ Cement Roof Board spatter
Plywood, 15/32 Min. 1.5-inch Trisotech G, FB5-TLRA,
’ ] i i - Additional Insulation Layer(s): (Optional) Min. 1- i C.
inch, span rating T”.SOteCh CG.F' Trisotech, H LRFIA or : : - ver(s): (Op ) LRFIA or LFRIA(BG), BP-CA6 or (Optional) BP- 4-inch o.c
W-47. 32/16, Grade Shield, Multi-Max FA3 or LRFIA(BG), inch base insulation 12-inch o.c SBS-CAG cA6 orsBs-cag | O FB7- -52.5
’ Styrofoam Brand Roofmate, 12-inch o.c. | Coverboard: Min. 0.125-inch TremBoard AC - PSFA,
CDX, APA rated . EE——
Highload 60 or Plazamate spatter
Additional Insulation Layer(s): (Optional) Min. 1-
inch base insulation Additional Layer(s): FB5-TLRA,
Plywood, 15/32- . ) . K . ) :
inch, span rating (Optional) Min. 2-inch LRFIA or Coverboard: Min. 0.5-inch Structodek HD with LRFIA or LRFIA(BG), BP-CAG or (Optional) BP- 4-inch o.c.
W-48. ! Trisotech G, Trisotech CGF, LRFIA(BG), Primed Red Coating, DensDeck Prime, DEXcell FA 12-inch o.c. or FB7- -60.0
32/16, Grade . . . ’ ! R SBS-CA6 CA6 or SBS-CA6
CDX. APA rated Trisotech or H-Shield 12-inch o.c. | Glass Mat Roof Board, SECUROCK Gypsum-Fiber Coverboard: LRFIA or PSFA,
’ Roof Board or SECUROCK Cement Roof Board or LRFIA(BG), 6-inch o.c. spatter
min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s): FB5-TLRA,
Plywood, 15/32- . . . - N - .
inch. span ratin Min. 2-inch Trisotech G, LRFIA or inch base insulation LRFIA or LRFIA(BG), BP-CAG or (Optional) BP- 4-inch o.c.
W-49. 32/1’6 pGrade € | Trisotech CGF, Trisotech or H- | LRFIA(BG), Coverboard: Min. 1-inch MONOBOARD Plus or 12-inch o.c. SBS-CAG CA'°6 orses-cag | O FB7- -60.0*
CDX AIPA rated Shield 12-inch o.c. | Min. 2-inch TOPROCK DD Plus (no extrapolation Coverboard: LRFIA or PSFA,
! permitted for ribbon attachment) LRFIA(BG), 6-inch o.c. spatter
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Additional Insulation Layer(s): (Optional) Min. 1-
inch base insulation FB5-TLRA
Plywood, 15/32- ) o ) ) . i !
. ! K (Optional) Min. 2-inch LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, . 4-inch o.c.
W-50 |3n26/h1, SPan 1aine | Trisotech G, Trisotech CGF, LRFIA(BG), | DEXcell FA Glass Mat Roof Board, SECUROCK iL:cFr:i o LRFIA(BG), & E;S%fsm (ci%tfr”:é):g 6 | or T -67.5
DX APA rated Trisotech or H-Shield 12-inch o.c. | Gypsum-Fiber Roof Board or SECUROCK Cement - PSFA,
’ Roof Board or min. 7/16-inch DEXcell Cement spatter
Roof Board
Min. 2-inch Trisotech G
! FB5-TLRA
Plywood, 15/32- Trisotech CGF, Trisotech, ISO . . . . !
inch, span rating | 95+ GL, Multi-Max FA3, LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof LRFIA or LFRIA(BG), BP-CAGor | (Optional)Bp- | “inchoc
W-51 LRFIA(BG), Board or SECUROCK Cement Roof Board or min. . or FB7- -75.0
32/16, Grade RESISTA, Ultra-Max or 12-inch o.c 7/16-inch DEXcell Cement Roof Board 12-inch o.c. SBS-CA6 CAG6 or SBS-CA6 PSEA
CDX, APA rated Styrofoam Brand Roofmate, o s att’e .
Highload 60 or Plazamate P
Min. 0.5-inch DensDeck Prime, FB5-TLRA,
mmoso:’nli/t |3nz Min. 0.25-inch SECUROCK LRFIA or Bp-cAGor | (Optiona)Bp. | Ainchoc
ws2. | e pGrade € | Gypsum-Fiber Roof Board, LRFIA(BG), | None N/A choche CA‘Z_) s cag | OTFBT- 97.5
CDX APA rated Min. 0.5-inch SECUROCK 12-inch o.c. PSFA,
’ Cement Roof Board spatter
Plywood, 15/32- R . . Additional Insulation Layer(s): (Optional) Min. 1- FB_S_TLRA’
. K Min. 2-inch Trisotech G, LRFIA or - - - . 4-inch o.c.
W-53 inch, span rating Trisotech CGF. Trisotech or H- LRFIA(BG) inch base insulation LRFIA or LRFIA(BG), 6- BP-CA6 or (Optional) BP- or FB7- 975
32/16, Grade ) ! . ! Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c. SBS-CA6 CAG6 or SBS-CA6 ’
Shield 12-inchoc. | = — PSFA,
CDX, APA rated Fiber Roof Board
spatter
FB5-TLRA,
.Plywood, 15/,32' . . X Additional Insulation Layer(s): (Optional) Min. 1- . 4-inch o.c.
inch, span rating Min. 1.5-inch Trisotech G or PSFA, 12- : - - ) BP-CAS or (Optional) BP-
W-54 . . inch base insulation PSFA, 12-inch o.c. or FB7- -52.5
32/16, Grade Trisotech CGF inch o.c. . . SBS-CAS5 CAS5 or SBS-CAS
Coverboard: Min. 0.125-inch TremBoard AC PSFA,
CDX, APA rated EEE—
spatter
Plywood, 15/32- Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s): Z_Bli;l'zi’
W-55 inch, span rating (Optional) Min. 2-inch PSFA, 12- inch base insulation PSFA, 12-inch o.c. BP-CAS or (Optional) BP- or FB7- - 600
32/16, Grade Trisotech G or Trisotech CGF inch o.c. Coverboard: Min. 0.5-inch Structodek HD with Coverboard: PSFA, 6- SBS-CAS CA5 or SBS-CA5 PSEA :
CDX, APA rated Primed Red Coating or DensDeck Prime inch o.c. ’
spatter
Plywood, 15/32- Additionalh Insula.tion Layer(s): (Optional) Min. 1- FB‘5-TLRA,
inch, span rating | (Optional) Min. 2-inch psFA, 12- | Inchbaseinsulation BP-CASor | (Optional)Bp- | +inchoc
W-56. ' 5P & | P iy oo Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. P or FB7- 67.5
32/16, Grade Trisotech G or Trisotech CGF inch o.c. X X SBS-CA5 CAS5 or SBS-CAS
SECUROCK Gypsum-Fiber Roof Board or min. PSFA,
CDX, APA rated R
7/16-inch DEXcell Cement Roof Board spatter
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
FB5-TLRA
Plywood, 15/32- . . ) ; §
W.sy | inch, spanrating | Min. 2-inch Trisotech G or PSFA, 12- g"o';(?‘(f‘r";?: S;E/Cllé_RinO;KDGE‘;pCSeL;lmc';':s;:{;g; bSFA. 12-inch o.c BP-CASor | (Optional) BP- i;”;g;_c"c' 750
32/16, Grade Trisotech CGF inch o.c. ’ ! e SBS-CA5 CAS or SBS-CAS :
Board PSFA,
CDX, APA rated
spatter
Additional Insulation Layer(s): (Optional) Min. 1- -
Plywood, 15/32- inchlt;ase insulIJatiaI)n vertel: (Optionah 1 Z-BiicLLEAg
W-58. inch, span rating an' Zrinch Trisotech G or ?SFA' 12- Coverboard: Min. 0.5-inch DensDeck Prime, Min. PSFA, 12-inch o.c. BP-CAS or (Optional) BP- or FB7- -97.5
32/16, Grade Trisotech CGF inch o.c. P T—— . SBS-CA5 CAS or SBS-CA5
0.25-inch SECUROCK Gypsum-Fiber Roof Board, PSFA,
CDX, APA rated K R
Min. 0.5-inch SECUROCK Cement Roof Board spatter
Plywood, 15/32- Min. 0.5-inch DensDeck Prime Zﬁi;ﬂ-yg
inch, span rating s ) PSFA, 12- BP-CAS5 or (Optional) BP- "
W39 | 32/16, Grade o '\’S"l:‘r'n(_)'ins‘;'r”;zostBCg;gCK inchoc. | " N/A SBS-CA5 | CAS or SBS-CAS ‘P’;:ﬂ' 12>
CDX, APA rated vp '
spatter
FB5-TLRA,
.Plywood, 15/32' ) ) ) Additional Insulation Layer(s): (Optional) Min. 1- . 4-incho.c.
inch, span rating Min. 1.5-inch Trisotech G or PSFA, 12- : - - ) BP-CA6 or (Optional) BP-
W-60. ) ) inch base insulation PSFA, 12-inch o.c. or FB7- -52.5
32/16, Grade Trisotech CGF inch o.c. . . SBS-CA6 CA6 or SBS-CA6
Coverboard: Min. 0.125-inch TremBoard AC PSFA,
CDX, APA rated EEEE—
spatter
Plywood, 15/32- Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s): Zﬁic-[:':p;
W-61 inch, span rating (Optional) Min. 2-inch PSFA, 12- inch base insulation PSFA, 12-inch o.c. BP-CA6 or (Optional) BP- or FBT- o -60.0
: 32/16, Grade Trisotech G or Trisotech CGF inch o.c. Coverboard: Min. 0.5-inch Structodek HD with Coverboard: PSFA, 6- SBS-CA6 CA6 or SBS-CA6 PSEA :
CDX, APA rated Primed Red Coating or DensDeck Prime inch o.c. ’
spatter
Additi i : (Opti in. 1-
. ddltlonal. Insula.tlon Layer(s): (Optional) Min. 1 FB5-TLRA,
Plywood, 15/32- inch base insulation dinch o.c
W-62. | inch, spanrating | (Optional) Min. 2-inch PSFA,12- | Coverboard: Min. 0.5-inch DensDeck Prime, PSFA. 12-inch o.c BP-CA6or | (Optional)BP- | oo™ |
: 32/16, Grade Trisotech G or Trisotech CGF inch o.c. DEXcell FA Glass Mat Roof Board or SECUROCK ! h SBS-CA6 CA6 or SBS-CA6 PSEA '
CDX, APA rated Gypsum-Fiber Roof Board or min. 7/16-inch ’
spatter
DEXcell Cement Roof Board
FB5-TLRA,
Plywood, 15/32- . . . . g
W-63 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- BM()I;(:IO'()Sr :\T: iii:ﬁnocchKDGE\;(iseL:IrYE:ng:s;tR;gf)f PSEA. 12-inch o.c BP-CA6 or (Optional) BP- ir";g;_o'c' 75.0
: 32/16, Grade Trisotech CGF inch o.c. ’ ’ e SBS-CA6 CAG6 or SBS-CA6 '
Board PSFA,
CDX, APA rated
spatter
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYsTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base Pl Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Plywood, 15/32- Min. 0.5-inch DensDeck Prime Z'B'i;LLEACI
inch, span rating s ) PSFA, 12- BP-CA6 or (Optional) BP- -
W64 | 32/16, Grade gr '\’S"l:‘r;f_)'inse'r”;zstBCg;gCK inch o.c. None N/A SBS-CA6 CA6 or SBS-CA6 ‘P’;FFT 975
CDX, APA rated P '
spatter
Plywood, 15/32- Additional Insulation Layer(s): (Optional) Min. 1- ZB'S_LLRA’
W-65 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- inch base insulation PSEA. 6-inch o.c BP-CA6 or (Optional) BP- orlr;§7_<).c. 975
’ 32/16, Grade Trisotech CGF inch o.c. Coverboard: Min. 0.5-inch SECUROCK Gypsum- ’ - SBS-CA6 CAG6 or SBS-CA6 PSEA ’
CDX, APA rated Fiber Roof Board ’
spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Pl d, 15/32 Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s):
in‘é‘r’:’oso ~ = | (Optional) Min. 2-inch LRFIA or inch base insulation LRFIA or LRFIA(BG), o6
R pGra o & | Trisotech G, Trisotech CGF, LRFIA(BG), | Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch o.c. None None DRRATE -60.0
DX APA rated Trisotech or H-Shield 12-inch o.c. | SECUROCK Cement Roof Board or min. 7/16-inch Coverboard: LRFIA or
’ DEXcell Cement Roof Board LRFIA(BG), 6-inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- . . . inch base insulation
. ! K (Optional) Min. 2-inch LRFIA or R X .
inch, span rating h X Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), 6- FB6-
W-67. T hG, T h F LRFIA(B! ——— ! N N -67.
6 32/16, Grade T::Z::Eh Sr H”;;’It:lz CGF, 12_mc(h ?c SECUROCK Gypsum-Fiber Roof Board or inch o.c. one one PEBATF 67.5
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G,
Plywood, 15/32- | Trisotech CGF, Trisotech, ISO | gy o Min. 0.5-inch SECUROCK Gypsum-Fiber Roof
inch, span rating 95+ GL, Multi-Max FA3, . LRFIA or LFRIA(BG), FB6-
W-68. LRFIA(BG), Board or SECUROCK Cement Roof Board or min. . None None -75.0
32/16, Grade RESISTA, Ultra-Max or 12-inch o.c 7/16-inch DEXcell Cement Roof Board 12-inch o.c. PEBATF
CDX, APA rated Styrofoam Brand Roofmate, o
Highload 60 or Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- . . . inch base insulation
. K Min. 2-inch Trisotech G, LRFIA or
W9, | InChspanrating | roiech CGF, Trisotech or H- | LRFIA(BG), | Couerboard: Min. 0.5-inch DensDeck Prime, Min. | LRFIA or LRFIA(BG), 6 |\, None Fee- -97.5
’ 32/16, Grade Shield ! 12-inch ;: 0.25-inch SECUROCK Gypsum-Fiber Roof Board, inch o.c. PEBATF ’
CDX, APA rated " | min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck {4.1.2) Type Attach Type Attach Base PI PI Cap PI (psf)
b (3.1.3) b (3.13) g d .
Min. 0.5-inch DensDeck Prime,
m‘é‘é"oso‘:’nli/t :;;nz Min. 0.25-inch SECUROCK LRFIA or fB6.
W-70. » 5P J Gypsum-Fiber Roof Board, LRFIA(BG), None N/A None None -112.5
32/16, Grade R . . PEBATF
CDX. APA rated Min. 0.5-inch SECUROCK 12-inch o.c.
’ Cement Roof Board
Plywood, 15/32 Min. 1.5-inch Trisotech G,
’ . i i - Additional Insulation Layer(s): (Optional) Min. 1-
inch, span rating | | sotech CGF, Trisotech, H LRFIA or ; . ; ver(s): (Optional) LRFIA or LFRIA(BG), BP-CASor | (Optional) BP- | FB6-
W-71. Shield, Multi-Max FA3 or LRFIA(BG), inch base insulation ) -52.5
32/16, Grade X k X 12-inch o.c. SBS-CA5 CAS or SBS-CAS PEBATF
Styrofoam Brand Roofmate, 12-inch o.c. | Coverboard: Min. 0.125-inch TremBoard AC
CDX, APA rated . E—
Highload 60 or Plazamate
—_— sidire oo CRien )V sttt
. ! e Optional) Min. 2-inch LRFIA or LRFIA or LRFIA(BG), X
inch, span rating ( .p I IMi . I Coverboard: Min. 0.5-inch Structodek HD with . (BG) BP-CAS or (Optional) BP- FB6-
W-72. Trisotech G, Trisotech CGF, LRFIA(BG), — ; . 12-inch o.c. -60.0
32/16, Grade Trisotech or H-Shield 12-inch o.c Primed Red Coating, DensDeck Prime or c board: LREIA SBS-CAS5 CAS or SBS-CA5 | PEBATF
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch 7LF(:|\:IIG/!\|’(BOGa)r é-inch oocr
DEXcell Cement Roof Board ’ -
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- . . . inch base insulation
W73, | inch, span rating (Tcr)i’:zfe”c":]')GM}:i'si:zcc: o tEE:Q(ErG) Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), 6- | BP-CASor | (Optional) BP- | FB6- s
32/16, Grade Trisotech or H-Shield 12-inch o.c. | SECUROCK Gypsum-Fiber Roof Board or inch o.c. SBS-CAS CAS or SBS-CA5 | PEBATF :
CDX, APA rated " | SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G,
Plywood, 15/32- Trisotech CGF, Trisotech, 1ISO . . .
Wopa. | inch,spanrating | 95+ GL, Multi-Max FA3, tii:ﬁ (‘érG) BMO';'réJf;g‘;gj:ggigg:f:f;‘;g FB'E:: dR;’:’:mn LRFIA or LFRIA(BG), BP-CA5or | (Optional)BP- | FB6- 750
32/16, Grade RESISTA, Ultra-Max or 12-inch o ; 7/16-inch DEXcell Cement Roof Board ’ 12-inch o.c. SBS-CA5 CAS or SBS-CAS | PEBATF ’
CDX, APA rated Styrofoam Brand Roofmate, -
Highload 60 or Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- . . . inch base insulation
W-75 inch, span rating ﬁ;s{;se;cgggsﬁti:zrei or H- ::E:z:ﬁ(cérG) Coverboard: Min. 0.5-inch DensDeck Prime, Min. LRFIA or LRFIA(BG), 6- BP-CA5 or (Optional) BP- FB6- 975
! 32/16, Grade Shield ! 12-inch o :: 0.25-inch SECUROCK Gypsum-Fiber Roof Board, inch o.c. SBS-CA5 CAS5 or SBS-CA5 | PEBATF '
CDX, APA rated " | min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch DensDeck Prime,
ﬁ'\l\c/:\vc;?):nlri/t?nzg Min. 0.25-inch SECUROCK LRFIA or BP-CASor | (Optional) BP- | FB6
-76. ’ -Fi B L B - A ) -112.
W76 | 3216, Grade Gypsum-Fiber Roof Board, RFIA(BG), | None N/A SBS-CA5 | CASorSBS-CAS | PEBATF >
Min. 0.5-inch SECUROCK 12-inch o.c.
CDX, APA rated
Cement Roof Board
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No Deck (4.1.2) Type Attach Type Attach Base PI Pl Cap PI (psf)
b (3.1.3) b (3.13) g d .
Plywood, 15/32- " . ) . . Additional Layer(s):
W-77 inch, span rating (Optional) Min. 2-inch PSFA, 12- ﬁ(iiltt;;)s:li:]:?ﬁit;?]n Layer(s): (Optional) Min. 1 PSFA, 12-inch o.c. None None FB6- -60.0
32/16, Grade Trisotech G or Trisotech CGF inch o.c. K i . Coverboard: PSFA, 6- PEBATF :
Coverboard: Min. 0.5-inch DensDeck Prime —
CDX, APA rated EE— inch o.c.
Plywood, 15/32- ﬁ(if]itégs:lirl]r;?r;?it:;n Layer(s): (Optional) Min. 1-
inch, span rating (Optional) Min. 2-inch PSFA, 12- T X . . FB6-
W-78. | 32/16, Grade Trisotech G or Trisotech CGF | inch o.c. Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None PEBATF 67.5
SECUROCK Gypsum-Fiber Roof Board or min.
CDX, APA rated R
7/16-inch DEXcell Cement Roof Board
Plywood, 15/32- . . )
w-79. | Ich,spanrating | Min. 2-inch Trisotech G or PSFA, 12- gﬂolz&? oSrIr:T: iii:ﬁno;K;Eﬁiseﬁn_gﬁee;:{ ;g(fJf PSFA, 12-inch o.c None None F6- -75.0
32/16, Grade Trisotech CGF inch o.c. Board ’ ’ o PEBATF :
CDX, APA rated
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- inch base insulation
inch, span rating | Min. 2-inch Trisotech G or PSFA, 12- Coverboard: Min. 0.5-inch DensDeck Prime or . FB6-
W-80. . . —_— PSFA, 6-inch o.c. None None -97.5
32/16, Grade Trisotech CGF inch o.c. min. 0.25-inch SECUROCK Gypsum-Fiber Roof PEBATF
CDX, APA rated Board or min. 7/16-inch DEXcell Cement Roof
Board
mz:loso:’nl;/t?:- Min. 0.5-inch DensDeck Prime PSEA 12- FB6-
W-81. 5P € | ormin.0.25-inch SECUROCK | . > None N/A None None -11255
32/16, Grade Gyosum-Fiber Roof Board inch o.c. PEBATF
CDX, APA rated P
.Plywood, 15/,32- X . X Additional Insulation Layer(s): (Optional) Min. 1- .
e inch, span rating | Min. 1.5-inch Trisotech G or PSFA, 12- inch base insulation PSEA 12-inch o.c BP-CAS or (Optional) BP- FB6- 525
: 32/16, Grade Trisotech CGF inch o.c. R i ’ e SBS-CA5 CAS5 or SBS-CA5 | PEBATF :
Coverboard: Min. 0.125-inch TremBoard AC
CDX, APA rated EEEE—
Plywood, 15/32- Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s):
W-83 inch, span rating (Optional) Min. 2-inch PSFA, 12- inch base insulation PSFA, 12-inch o.c. BP-CAS or (Optional) BP- FB6- -60.0
’ 32/16, Grade Trisotech G or Trisotech CGF inch o.c. Coverboard: Min. 0.5-inch Structodek HD with Coverboard: PSFA, 6- SBS-CAS CAS or SBS-CA5 | PEBATF :
CDX, APA rated Primed Red Coating or DensDeck Prime inch o.c.
Plywood, 15/32- ﬁti:itl)ig:slir:zfllr;it;in Layer(s): (Optional) Min. 1-
W-84 inch, span rating (Optional) Min. 2-inch PSFA, 12- c board: Min. 0.5-inch DensDeck Pri PSEA. 6-inch o.c BP-CAS or (Optional) BP- FB6- 675
" | 32/16, Grade Trisotech G or Trisotech CGF | inch o.c. =overboarg: viin. ©.>-Inch Densveck Frime or g “ SBS-CAS CAS or SBS-CAS | PEBATF :
SECUROCK Gypsum-Fiber Roof Board or min.
CDX, APA rated .
7/16-inch DEXcell Cement Roof Board
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System MDP
No. Deck (4.1.2) Type Attach Type Attach Base P Pl Cap Pl (psf)
b (3.1.3) b (3.13) g d .
Plywood, 15/32- . . ]
W-85 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- BMOI;SS;I:‘?: iiiléﬁno;Kle&T;IrT;j-g::r:tR:g:;f PSEA. 12-inch o.c BP-CA5 or (Optional) BP- FB6- 75.0
i 32/16, Grade Trisotech CGF inch o.c. Board ' ’ o SBS-CA5 CAS5 or SBS-CA5 | PEBATF :
CDX, APA rated
Additional Insulation Layer(s): (Optional) Min. 1-
Plywood, 15/32- inch base insulation
W-86 inch, span rating Min. 2-inch Trisotech G or PSFA, 12- Coverboard: Min. 0.5-inch DensDeck Prime or PSEA. 6-inch o.c BP-CAS or (Optional) BP- FB6- 975
’ 32/16, Grade Trisotech CGF inch o.c. min. 0.25-inch SECUROCK Gypsum-Fiber Roof ’ - SBS-CAS CA5 or SBS-CAS | PEBATF ’
CDX, APA rated Board or min. 7/16-inch DEXcell Cement Roof
Board
Plywood, 15/32- Min. 0.5-inch DensDeck Prime
inch, span rating L ) PSFA, 12- BP-CAS or (Optional) BP- FB6-
W87 | 32/16, Grade o ";'”&?%Zise':’;gjf;g;gCK inchoc. | " N/A SBS-CA5 | CASorSBS-CAS | PEBATF 12>
CDX, APA rated Ypsu
TABLE 18: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SySTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
X Base Insulation Top Insulation Roof Cover (3.1.4)
System Vapor Barrier MDP
No Deck (4.1.2) (3.15) Type Attach Type Attach Base PI PI Cap P sf
= W (3.13) M (3.13) M Y it
TPA FB IN TPA BONDING ADHESIVE, FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE, POWERPLY ENDURE BIO ADHESIVE TF OR TREMCO PSF ADHESIVE:
Tremco AVC FB3-TPABA,
Plywood, 15/32- Membrane FB4-FBWB,
inch, span rating Primer . . . LRFIA(BG) or PSFA, FB6-
W-88. 32/16, Grade followed by Min. 0.25-inch DensDeck Prime 12-inch o.c. None N/A None None PEBATF, 52.5
CDX, APA rated Tremco AVC FB7-PSFA
Max (spatter)
Tremco AVC FB3-TPABA,
Plywood, 15/32- Membrane FB4-FBWSB,
inch, span rating Primer Min. 0.25-inch SECUROCK LRFIA or LRFIA(BG), FB6-
O 32/16, Grade followed by Gypsum Fiber Roof Board 12-inch o.c. None N/A None None PEBATF, 52.5
CDX, APA rated Tremco AVC FB7-PSFA
Max (spatter)
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-2: BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
NOT FOR USE IN HVHZ JURISDICTIONS
X Base Insulation Top Insulation Roof Cover (3.1.4)
System Vapor Barrier MDP
No Deck (4.1.2) 3.15 Type Attach Type Attach Base Pl Pl Cap PI (psf)
3.0.5) L (3.13) s (3.13) g d .
Tremco AVC FB3-TPABA,
Plywood, 15/32- Membrane . . . FB4-FBWB,
Ww.go, | inch, span rating | Primer (W) #A{n. 15 If:]c('? TTr',SOt“:’ cor | LRFIAOrPSFA, 6inch | Min. 0.5-inch LRFIA (BG) or PSF,6- |\ None FB6- 50
: 32/16, Grade followed by risotech G, ”S~Otec k o.c. DensDeck Prime inch o.c. PEBATF, :
CDX, APA rated Tremco AVC EnergyGuard Polyiso Insulation FB7-PSFA
Max (spatter)
Tremco AVC FB3-TPABA,
Plywood, 15/32- Membrane . . . . . FB4-FBWB,
.ol | inch spanrating | Primer (We) #"'_”‘ L5 '}:2’ TT”.SOtec:’ o LRFIA or PSFA, 6-inch ?Elgu(szgclzc(: . | LRFIAOTLRFIA(BG), 6= | |\ None FB6- 750
32/16, Grade followed by risotech G, r|s.otec o o.c. Fiber Roof B ypd inch o.c. PEBATF, ’
CDX, APA rated Tremco AVC EnergyGuard Polyiso Insulation iber Roof Boar FB7-PSFA
Max (spatter)
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Tremco AVC
Plywood, 15/32- Membrane BB1-
W-92 inch, span rating Primer Min. 0.25-inch DensDeck Prime LRF_IA(BG) or PSFA, None N/A None None TPABA, -52.5
32/16, Grade followed by 12-inch o.c. BBI-TPALY
CDX, APA rated Tremco AVC
Max
Tremco AVC
Plywood, 15/32- Membrane BB1-
W-03. inch, span rating Primer Min. 0.25-.|nch SECUROCK LRF.IA or LRFIA(BG), None N/A None None TPABA, 525
32/16, Grade followed by Gypsum Fiber Roof Board 12-inch o.c. BB2-TPALV
CDX, APA rated Tremco AVC
Max
Tremco AVC
Plywood, 15/32- Membrane R R .
¢ ) Min. 1.5-inch Tri h -
W.ga, | inch,spanrating | Primer (W8] | b > g .SOtteC Y G | LRFIAOrPSFA, Geinch | Min. 0.5-inch LRFIA (BG) or PSF, 6 |\ None A 250
: 32/16, Grade followed by risotech &, I’IS.O ec o o.C. DensDeck Prime inch o.c. ¢ ’
CDX, APA rated Tremco AVC EnergyGuard Polyiso Insulation BB2-TPALV
Max
Tremco AVC
Plywood, 15/32- Membrane ) . . . .
¢ ) Min. 1.5-inch Trisotech Min. 0.5-inch BB1-
i i Primer (WB ! -i -
W-95 ;”;/higpgra;a:”g foIIowe(d b; Trisotech G, Trisotech CGF, ERCF'A or PSFA, &-inch | sgcurock Gypsum- iL:CFA’Z o LRFIA(BG), & | \one None TPABA, -75.0
CDX, APA rated Tremco AVC EnergyGuard Polyiso Insulation Fiber Roof Board BB2-TPALV
Max
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TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base PI Pl Cap Pl (psf)
L (3.1.1,4.2.3) s (3.13) g g .
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Additional Insulation Layer(s):
Plywood, . . . : : . .
15/32-inch Min. 1.5-inch Trisotech G, Min. 1.5-inch Trisotech, Trisotech G,
span ratin ! Trisotech CGF, Trisotech, 1 per Trisotech CGF or EnergyGuard Polyiso | LRFIA, LRFIA BB1-TPABA
W-92 32/16 Gragde EnergyGuard Polyiso Insulation, Section 3.1.1 ) (?ftz Insulation (BG), PSFA, None None or BB2- -45.0
CDX A,PA ISO 95+ GL, RESISTA, H-Shield, ’ Coverboard: Min. 0.25-inch DensDeck | 12-inch o.c. TPALV
rated Multi-Max FA3 Prime, SECUROCK Gypsum Fiber Roof
Board
Plywood - .
o . . . Additional Insulation Layer(s):
:ggizr-a::iih’ i;;:gre-lc-::sgaeecrh GG’J;LZo;eOCIhi;GF' Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BB1-TPABA
W-93. P & Y gy ¥ with Tremco 3” Metal P ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), None None or BB2- -60.0
32/16, Grade | Insulation, 150 95+ GL, RESISTA, | |/ \-i0n plate L SECUROCK G Fib 12-inch o.c TPALV
CDX, APA Multi-Max FA3 rime or ypsum-Hiber -
Roof Board
rated
Plywood . .
! ) ) . Additional Insulation Layer(s):
19/32-inch - . A . X .
Sga/: ra::ii ! ‘f’r;:g?emsgicrh GG’J;LZO;ZCIhi;GF' Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BB1-TPABA
w-94. | P € ch, Energy v with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- | None None or BB2- 825
32/16, Grade Insulation, 1SO 95+ GL, RESISTA, Insulation Plat 1.0 ft? Pri SECUROCK G Fib inch TPALV
CDX, APA Multi-Max FA3 nsulation Plate rime or ypsum-Fiber inch o.c.
Roof Board
rated
Fl’lgy/v;/;)c::;h Additional Insulation Layer(s):
o Optional) Min. 1-inch base insulati -
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 EI-IIID Fastener 1 per (Optional) |n. inc . ase insulation PSFA, 12- BB1-TPABA
W-95. ) ) with Tremco 3” Metal , | Coverboard: Min. 0.5-inch DensDeck . None None or BB2- -60.0
32/16, Grade or EnergyGuard Polyiso Insulation . 2.0 ft _— . inch o.c.
CDX. APA Insulation Plate Prime or SECUROCK Gypsum-Fiber TPALV
i Roof Board
rated
igl/v;;ol:’ch Additional Insulation Layer(s):
o Optional) Min. 1-inch base insulation -
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El-,‘,D Fastener 1 per (Opti IMi . I . insuiat PSFA, 6-inch BBL-TPABA
LS, 32/16, Grade or EnergyGuard Polyiso Insulation with Tremco 3" Metal 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck o.c None None or BB2- -82.5
DX AIPA &Y v Insulation Plate ’ Prime or SECUROCK Gypsum-Fiber h TPALV
! Roof Board
rated
TPA FB IN HOT ASPHALT OR THERMASTIC 80:
Plywood, .
19/32-inch 2-inch Trisotech G, Trisotech CGF Additional Insulation Layer(s): BP-AA, sBs- | (OPtional)
Y . ! ) " | Tremco #15 EHD with - - - " ) LRFIA or ¢ BP-AA, SBS-
W-97 span rating Trisotech, EnergyGuard Polyiso Tremco 3" Metal 1 per (Optional) Min. 1-inch base insulation LRFIA(BG) AA, BP- AA. BP- FB1-HA or 525
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? Coverboard: Min. 0.125-inch 12-inch o :: SEBS or SEI;S or FB2-THERM '
CDX, APA Multi-Max FA3 TremBoard AC o SBS-SEBS
SBS-SEBS
rated
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) s (3.13) g g .
Plywood - . .
Y . . . Additional Insulation Layer(s): (Optional)
19/32—|n.ch, 2—!nch Trisotech G, Tnsotech. CGF, Tremco #15 EHD Fastener (Optional) Min. 1-inch base insulation LRFIA or BP-AA, SBS- BP-AA, SBS-
W-98 span rating Trisotech, EnergyGuard Polyiso with Tremco 3” Metal 1 per c board: Min. 0.5-inch DensDeck LRFIA(BG) AA, BP- AA BP- FB1-HA or -60.0
" | 32/16,Grade | Insulation, IS0 95+ GL, RESISTA, | "1 oD 20T | o ek eomenm e | 12inch oy | SEBSOT GEBS or FB2-THERM :
CDX, APA Multi-Max FA3 Y rime or ypsum-Hiber ““ | sBs-seBs
Roof Board SBS-SEBS
rated
Tgy/v;/qu, h 2-inch Trisotech G. Trisotech CGF Additional Insulation Layer(s): BP-AA. SBS (Optional)
<oan r-a::ii ’ T;::cc)tec::sgneecr éu;LZOPZT <o ’ | Tremco #15 EHD Fastener 1 ver (Optional) Min. 1-inch base insulation | LRFIA or AA- Bp. " | BP-AA, SBS- EBL-HA or
W-99 " & n, Enerey v with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- | . AA, BP- -82.5
32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, . 1.0 ft2 _ . . SEBS or FB2-THERM
. Insulation Plate Prime or SECUROCK Gypsum-Fiber inch o.c. SEBS or
CDX, APA Multi-Max FA3 SBS-SEBS
Roof Board SBS-SEBS
rated
Plywood .
! . . Optional)
19/32-inch, ) Additional Insulation Layer(s): BP-AA, SBS- (
W-100 span rating 2-inch Trisotech G, Trisotech CGF 1:2222 g}?\:g; with 1per | (Optional) Min. 1-inch base insulation | PSFA, 12- AA, BP- 22-1%_585_ FB1-HA or 55
’ 32/16, Grade or EnergyGuard Polyiso Insulation . 2.0ft> | Coverboard: Min. 0.125-inch inch o.c. SEBS or ’ FB2-THERM ’
Insulation Plate o SEBS or
CDX, APA TremBoard AC SBS-SEBS
SBS-SEBS
rated
Plywood, - . .
1 Additional Insulation Layer(s): (Optional)
19/32-inch, Tremco #15 EHD Fastener (Optional) Min. 1-inch base insulation BP-AA, SBS- BP-AA, SBS-
span rating 2-inch Trisotech G, Trisotech CGF . ” 1 per P ) . PSFA, 12- AA, BP- ! FB1-HA or
W-101. . . with Tremco 3” Metal , | Coverboard: Min. 0.5-inch DensDeck . AA, BP- -60.0
32/16, Grade or EnergyGuard Polyiso Insulation . 2.0 ft _— ) inch o.c. SEBS or FB2-THERM
Insulation Plate Prime or SECUROCK Gypsum-Fiber SEBS or
CDX, APA SBS-SEBS
Roof Board SBS-SEBS
rated
Plywood, - . .
8 Additional Insulation Layer(s): (Optional)
19/32-inch, - N . . . BP-AA, SBS-
. . . . Tremco #15 EHD Fastener (Optional) Min. 1-inch base insulation X BP-AA, SBS-
span rating 2-inch Trisotech G, Trisotech CGF . ” 1 per . . PSFA, 6-inch AA, BP- FB1-HA or
W-102. . ) with Tremco 3” Metal Coverboard: Min. 0.5-inch DensDeck AA, BP- -82.5
32/16, Grade or EnergyGuard Polyiso Insulation . 1.0 ft? _— : o.c. SEBS or FB2-THERM
Insulation Plate Prime or SECUROCK Gypsum-Fiber SEBS or
CDX, APA SBS-SEBS
Roof Board SBS-SEBS
rated
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Additional Insulation Layer(s):
et | win 1 e, b L e e
| Trisotech CGF, Trisotech, T I gy v LRFIA, LRFIA FB3-TPABA
W-103. 33/16 Gragde EnergyGuard Polyiso Insulation, Section 3.1.1 ) Opftz - . (BG), PSFA, None None or FB4- -45.0
. IS0 95+ GL, RESISTA, H-Shield, : Coverboard: Min. 0.25-inch DensDeck |15 0y ¢ ¢ FBWB
CDX, APA : Prime, SECUROCK Gypsum Fiber Roof
Multi-Max FA3 8 !
rated Board, or min. 7/16-inch DEXcell
Cement Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) s (3.13) g g .
igl/\gg?:,ch 2-inch Trisotech G, Trisotech CGF Additional Insulation Layer(s):
soan ratin ! Trisotech. Ener éuard Polviso ’ | Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or FB3-TPABA
W-104. P & 7 &y A with Tremco 3” Metal P ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), None None or FB4- -60.0
32/16, Grade | Insulation, 150 95+ GL, RESISTA, | .0 12tion plate 20T 1 brime or SECUROCK G Fib 12-inch o.c FBWB
CDX, APA Multi-Max FA3 rime or ypsum-Hiber “
Roof Board
rated
Plywood . .
! ) ) . Additional Insulation Layer(s):
519a/ :Zra:zih ir::g?emsg:icrh GG’J;ZO;ZCIhiSCOGF' Tremco #15 EHD Fastener | | (Optional) Min. L-inch base insulation | LRFIA or FB3-TPABA
W-105. p g ! 2 Y with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- | None None or FB4- -82.5
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 1.0 ft? ﬁCUROCK G Fib inch o.c FBWB
CDX, APA Multi-Max FA3 rime or ypsum-rioer “
Roof Board
rated
igl/\gtz)o:’ch Additional Insulation Layer(s):
-1 R . R R .
! Opt 1) Min. 1-inch b lat -
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El_,',D Fastener 1 per (Optional) |n. inc . ase nsuiation PSFA, 12- FB3-TPABA
W-106. 32/16, Grade | or EnergyGuard Polyiso Insulation with Tremco 3” Metal 20f Coverboard: Min. 0.5-inch DensDeck inch o.c None None or FB4- -60.0
CDX APA &Y v Insulation Plate ’ Prime or SECUROCK Gypsum-Fiber e EBWB
, Roof Board
rated
Fl’lgy/v;/;)c::;h Additional Insulation Layer(s):
o Optional) Min. 1-inch base insulati -
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El.,i,D Fastener 1 per (Optional) |n. inc . ase suiation PSFA, 6-inch FB3-TPABA
W-107. ) ) with Tremco 3” Metal , | Coverboard: Min. 0.5-inch DensDeck None None or FB4- -82.5
32/16, Grade or EnergyGuard Polyiso Insulation . 1.0 ft _— ) o.c.
CDX. APA Insulation Plate Prime or SECUROCK Gypsum-Fiber FBWB
i Roof Board
rated
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Plywood . .
g . . . Additional Insulation Layer(s): FB5-TLRA,
:ga/:i;:iih’ _f_;;:g?emsgicrh GG’J;LZO;ZCIhi;GF' Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or 6-inch o.c.
W-108. P g o gy A with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), None None or FB7- -60.0
32/16, Grade | Insulation, 15O 95+ GL, RESISTA, | | (/-0 plate 20 | b ime or SECUROCK G Fib 12-inch o.c PSFA
CDX, APA Multi-Max FA3 rime or ypsum-riber -~ ’
Roof Board spatter
rated
Plywood, Additional Insulation Layer(s): FB5-TLRA
iggizr;:if]h' i;;x?ez[:sgicrh GG’J:rsdo;iclhi;GF’ Tremco #15 EHD Fastener 1 ver (Optional) Min. 1-inch base insulation LRFIA or 6-inch o.c.
w-109. | %P s €h, Energy A with Tremco 3” Metal PET | Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- | None None or FB7- 825
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 1.0 ft ﬁCUROCK G Fib inch o.c PSEA
CDX, APA Multi-Max FA3 rime or ypsum-iber © '
Roof Board spatter
rated
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) s (3.13) g g .
Additional Insulation Layer(s):
Pl d Min. 1.5-inch Trisotech, Trisotech G
152//\/.;:;3nlch Min. 1.5-inch Trisotech G, Tr;zotechlr(]ZESF or;SEOnZ(r: ’ GU:?deF(’:oI i;o FBS-TLRA,
somnrating | Trisotech CGF, Trisotech, Loer | insufation &Y YISO 1 LRFIA, LRFIA 4-inch o.c.
W-110. 33/16 Gragde EnergyGuard Polyiso Insulation, Section 3.1.1 ) (?ftz . board: Mi inch K (BG), PSFA, None None or FB7- -45.0
o non ISO 95+ GL, RESISTA, H-Shield, : Coverboard: Min. 0.25-inc [?;“SDecf 12-inch o.c. PSFA,
, Multi-Max FA3 Prime, SECL{ROCK Gypsum Fiber Roo spatter
rated Board, or min. 7/16-inch DEXcell
Cement Roof Board
Plywoqd, . . . . . FB5-TLRA,
19/32-inch, 2-inch Trisotech G, Trisotech CGF, . Additional Insulation Layer(s): . i
. . . Tremco #15 EHD with ional) Mi inch insulati LRFIA or (Optional) 4-inch o.c.
W-111 span rating Trisotech, EnergyGuard Polyiso Tremco 3” Metal 1 per (Optional) Min. 1-inch base insulation LRFIA(BG) BP-CAS or BP-CAS or or FB7- 525
: 32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? Coverboard: Min. 0.125-inch 12-inch o ’c SBS-CA5 SBS-CAS PSEA :
CDX, APA Multi-Max FA3 TremBoard AC - '
spatter
rated
Plywood, Additional Insulation Layer(s): FB5-TLRA
19/32-inch, 2-inch Trisotech G, Trisotech CGF, - N B - . . . §
span ratin Trisotech. EneravGuard Polviso Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BP-CAS or (Optional) 4-inch o.c.
w-112. | P & <, ENergy v with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), BP-CASor | or FB7- -60.0
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? ﬁCUROCK G Fib 12-inch o.c SBS-CA5 SBS-CAS PSEA
CDX, APA Multi-Max FA3 u rime or ypsum-riber “ ’
Roof Board spatter
rated
Plywood, Additional Insulation Layer(s): FBS-TLRA
19/32-inch, 2-inch Trisotech G, Trisotech CGF, - - - _ ) . ; §
<oan ratin Trisotech. EnerevGuard Polviso Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BP-CAS or (Optional) 4-inch o.c.
w-113. | P € e, ENCTEY v with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- BP-CASor | or FB7- -82.5
32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, . 1.0ft? | =~ ; . SBS-CA5
. Insulation Plate Prime or SECUROCK Gypsum-Fiber inch o.c. SBS-CAS5 PSFA,
CDX, APA Multi-Max FA3
Roof Board spatter
rated
Plywoc.ad' . . . - . FB5-TLRA,
19/32-inch, 2-inch Trisotech G, Trisotech CGF, . Additional Insulation Layer(s): . h
. . . Tremco #15 EHD with - N . - . LRFIA or (Optional) 4-inch o.c.
W-114 span rating Trisotech, EnergyGuard Polyiso Tremco 3” Metal 1 per (Optional) Min. 1-inch base insulation LRFIA(BG) BP-CA6 or BP-CA6 or or FB7- 525
: 32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? Coverboard: Min. 0.125-inch 12-inch o ,c SBS-CA6 SBS-CAG PSEA :
CDX, APA Multi-Max FA3 TremBoard AC - ’
spatter
rated
Plywood, Additional Insulation Layer(s): FB5-TLRA
19/32-inch, 2-inch Trisotech G, Trisotech CGF, - N . - . . . §
span ratin Trisotech. EnergvGuard Polviso Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BP-CAG or (Optional) 4-inch o.c.
W-115. p & o &y A with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), BP-CA6 or or FB7- -60.0
32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? ﬁCUROCK G Fib 12-inch o.c SBS-CA6 SBS-CAG PSEA
CDX, APA Multi-Max FA3 rime or ypsum-riber © '
Roof Board spatter
rated
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) s (3.13) g g .
Plywood - .
! Addit I Insulation L : -
19/32-inch, 2-inch Trisotech G, Trisotech CGF, I. lona n.su 2 |.on ayer(s.) . . FB.S TLRA,
<pan ratin Trisotech EnerevGuard Polviso Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or BP-CA6 or (Optional) 4-inch o.c.
w-116. | P 8 n Enerey Y with Tremco 3” Metal Pe" | Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), 6- BP-CAGor | or FB7- -82.5
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 1.0 ft ﬁCUROCK G Fib inch o.c SBS-CA6 SBS-CAG PSEA
CDX, APA Multi-Max FA3 rime or ypsum-Hiber © '
Roof Board spatter
rated
Tgy/v;gc::’ch Additional Insulation Layer(s): FB5-TLRA,
oo Optional) Min. 1-inch base insulation -i .C.
span rating 2-inch Trisotech G, Trisotech CGF | Temc0 #15 EHD Fastener |, | (Optional) Min. L-inch base insulati PSFA, 12- 6-inch o.c
W-117. 32/16, Grade or EneravGuard Polviso Insulation with Tremco 3” Metal 202 Coverboard: Min. 0.5-inch DensDeck inch o.c None None or FB7- -60.0
DX A,PA &y v Insulation Plate ’ Prime or SECUROCK Gypsum-Fiber - PSFA,
’ Roof Board spatter
rated
Plywood, - .
19/32-inch Additional Insulation Layer(s): FB5-TLRA,
-1 R . R . .
! Opt 1) Min. 1-inch b lat -i .C.
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El_,',D Fastener 1 per (Optional) |n. inc . ase nsuiation PSFA, 6-inch 6-inch o.c
W-118. 32/16, Grade | or EnergyGuard Polyiso Insulation with Tremco 3” Metal 10fe Coverboard: Min. 0.5-inch DensDeck oc None None or FB7- -82.5
CDX APA &Y Y Insulation Plate ' Prime or SECUROCK Gypsum-Fiber - PSFA,
i Roof Board spatter
rated
Plywood,
19/32-inch, Tremco #15 EHD with Additional Insulation Layer(s): (Optional) ZB?\;:LLE@
Wi R . R R . I o .C.
span rating 2-inch Trisotech G, Trisotech CGF ” 1 per (Optional) Min. 1-inch base insulation PSFA, 12- BP-CAS or P
W-119. X . Tremco 3” Metal . . . BP-CA5 or or FB7- -52.5
32/16, Grade or EnergyGuard Polyiso Insulation . 2.0ft? Coverboard: Min. 0.125-inch inch o.c. SBS-CA5
Insulation Plate S SBS-CA5 PSFA,
CDX, APA TremBoard AC
spatter
rated
Plywood, . .
19/32-inch Additional Insulation Layer(s): FB5-TLRA,
o ional) Min. 1-inch insulati i _inch o.c.
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 EI-[I’D Fastener 1 per (Optional) |n. incl .base insulation PSFA, 12- BP-CAS or (Optional) 4-inch o.c
W-120. 32/16, Grade | or EnergyGuard Polyiso Insulation with Tremco 3” Metal 202 Coverboard: Min. 0.5-inch DensDeck inch o.c SBS-CAS BP-CAS or or FB7- -60.0
CDX APA &Y Y Insulation Plate ’ Prime or SECUROCK Gypsum-Fiber h SBS-CAS PSFA,
i Roof Board spatter
rated
Fl)lgy;;;c::’ch Additional Insulation Layer(s): FB5-TLRA,
o Optional) Min. 1-inch base insulati i -i .C.
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El_,',D Fastener 1 per (Optional) |n. inc . ase Insuiation PSFA, 6-inch BP-CAS or (Optional) 4-inch o.c
W-121. X . with Tremco 3” Metal Coverboard: Min. 0.5-inch DensDeck BP-CAS or or FB7- -82.5
32/16, Grade or EnergyGuard Polyiso Insulation . 1o0f2 | = — . o.c. SBS-CA5
CDX. APA Insulation Plate Prime or SECUROCK Gypsum-Fiber SBS-CA5 PSFA,
’ Roof Board spatter
rated
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4)
System Deck F e MDP
astener ac
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) s (3.13) g g .
Plywood,
19/32-inch, T #15 EHD with Additional Insulation Layer(s): (Optional) ZBli-cLLEAc’
span rating 2-inch Trisotech G, Trisotech CGF remco " wi 1 per (Optional) Min. 1-inch base insulation PSFA, 12- BP-CAG6 or ptiona h
W-122. . . Tremco 3” Metal . . . BP-CA6 or or FB7- -52.5
32/16, Grade or EnergyGuard Polyiso Insulation ) 2.0ft> | Coverboard: Min. 0.125-inch inch o.c. SBS-CA6
Insulation Plate — SBS-CA6 PSFA,
CDX, APA TremBoard AC
spatter
rated
Tgy/v;gc::’ch Additional Insulation Layer(s): FB5-TLRA,
o T #I15EHDF Optional) Min. 1-inch base insulation ional 4-inch o.c.
span rating 2-inch Trisotech G, Trisotech CGF | Temc0 #15 EHD Fastener |, | (Optional) Min. L-inch base insulati PSFA, 12- Bp-cAG or | (OPtional) inch 0.c
W-123. 32/16, Grade or EnerevGuard Polviso Insulation with Tremco 3” Metal 200 Coverboard: Min. 0.5-inch DensDeck inch o.c SBS-CAG BP-CA6 or or FB7- -60.0
CDX A,PA &Y Y Insulation Plate ’ Prime or SECUROCK Gypsum-Fiber - SBS-CA6 PSFA,
’ Roof Board spatter
rated
igl/\gtz)o:’ch Additional Insulation Layer(s): FB5-TLRA,
-1 R . R R .
! Opt 1) Min. 1-inch b lat i -i .C.
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El_,',D Fastener 1 per (Optional) |n. inc . ase Insutation PSFA, 6-inch BP-CA6 or (Optional) 4-inch o.c
W-124. 32/16, Grade | or EnergyGuard Polyiso Insulation with Tremco 3” Metal 1.0 f2 Coverboard: Min. 0.5-inch DensDeck oc SBS-CAG BP-CA6 or or FB7- -82.5
COX APA By v Insulation Plate . Prime or SECUROCK Gypsum-Fiber = SBS-CA6 PSFA,
i Roof Board spatter
rated
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Plywood,
-i -i i i Additional Insulation L :
19/32 m_ch, 2 !nch Trisotech G, Tnsotech_ CGF, Tremco #15 EHD with itional Insulation aver(S_) _ LRFIA or (Optional)
W-125 span rating Trisotech, EnergyGuard Polyiso Tremco 3” Metal 1 per (Optional) Min. 1-inch base insulation LRFIA(BG) BP-CAS or BP-CAS or FB6- 525
: 32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, Insulation Plate 2.0 ft? Coverboard: Min. 0.125-inch 12-inch o :: SBS-CA5 SBS-CAS PEBATF !
CDX, APA Multi-Max FA3 TremBoard AC o
rated
Plywood . .
! ) ) . Additional Insulation Layer(s):
19/32-inch - . A . X . . .
sggi re::ii ! ‘?’r;zg?el—::sg;icrh GG’JaandO;eoclhiscoGF' Tremco #15 EHD Fastener 1 per (Optional) Min. 1-inch base insulation LRFIA or (Optional) (Optional) FB6-
w-126. | P & n, Enerey Y with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck | LRFIA(BG), | BP-CASor | BP-CAS or -60.0
32/16, Grade Insulation, 1ISO 95+ GL, RESISTA, Insulation Plat 2.0 ft? ﬁCUROCKG Fib 12-inch SBS-CAS SBS-CAS PEBATF
CDX, APA Multi-Max FA3 nsulation Plate rime or ypsum-Fiber inch o.c.
Roof Board
rated
Plywood . .
o . . . Additional Insulation Layer(s):
19/32-inch 2- - . - - .
/ |n.c ’ !nch Trisotech G, THSOteCh. CGF, Tremco #15 EHD Fastener (Optional) Min. 1-inch base insulation | LRFIA or (Optional) (Optional)
span rating Trisotech, EnergyGuard Polyiso . " 1 per . . FB6-
W-127. X with Tremco 3” Metal Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- | BP-CA5 or BP-CA5 or -82.5
32/16, Grade Insulation, ISO 95+ GL, RESISTA, Insulation Plate 1.0 ft? ﬁCUROCK G Fib inch o SBS-CAS SBS-CAS PEBATF
CDX, APA Multi-Max FA3 nsulati rime or ypsum-Fiber inch o.c.
Roof Board
rated
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EMO [cert.
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
— i Base Insulation Top Insulation Layer (s) Roof Cover (3.1.4) VIDP
ystem ecl
Fastener Attach
No. (4.1.2) Type (3.0.1,4.2.3) Attach Type i Base Ply Ply Cap Ply (psf)
Plywood,
19/32-inch, X Additional Insulation Layer(s): .
W-128 span rating 2-inch Trisotech G, Trisotech CGF E:ng g}?\:;: with 1 per (Optional) Min. 1-inch base insulation PSFA, 12- BP-CAS or fg?:péf;ijz FB6- 525
’ 32/16, Grade | or EnergyGuard Polyiso Insulation Insulation Plate 2.0ft> | Coverboard: Min. 0.125-inch inch o.c. SBS-CA5 SBS-CAS PEBATF ’
CDX, APA TremBoard AC
rated
ig;;gc::’ch Additional Insulation Layer(s):
ot . ) . T #15EHDF Optional) Min. 1-inch base insulation i i
span rating 2-inch Trisotech G, Trisotech CGF r.emco > ” astener 1 per (Opti IMi . I . insuiati PSFA, 12- (Optional) (Optional) FB6-
W-129. 32/16, Grade or EneravGuard Polviso Insulation with Tremco 3” Metal 202 Coverboard: Min. 0.5-inch DensDeck inch o.c BP-CAS or BP-CAS or PEBATF -60.0
X APA &y v Insulation Plate : Prime or SECUROCK Gypsum-Fiber © SBS-CAS SBS-CAS
i Roof Board
rated
ig’g;i:’ch Additional Insulation Layer(s):
] ! Opti 1) Min. 1-inch b insulati i i
span rating 2-inch Trisotech G, Trisotech CGF Tr.emco #15 El_,',D Fastener 1 per (Optional) |n. inc . ase Insutation PSFA, 6-inch (Optional) (Optional) FB6-
W-130. 32/16, Grade | or EnergyGuard Polyiso Insulation with Tremco 3” Metal 1.0 f2 Coverboard: Min. 0.5-inch DensDeck oc BP-CAS or BP-CAS or PEBATE -82.5
, gy v Insulation Plate : Prime or SECUROCK Gypsum-Fiber © SBS-CAS SBS-CAS
CDX, APA Roof Board
rated 00T Boar
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s, Roof Cover (3.1.4)
System Deck Vapor Barrier yerls) e MDP
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type 3 lat; Base Ply Ply CapPly | (psf)
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, LRFIA BB1-
W-131 span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 | BP-CAS or SBS- H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA (E)BrG 12 N N TPABA 45.0%
: 32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS or Styrofoam Brand Roofmate, Highload 60 or Plazamate inch (BG), 12- one one or BB2- e
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK fneho.c. TPALV
APA rated Roof Board Plate Gypsum Fiber Roof Board
Tremco AVC
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, LRFIA BB1-

W-132 span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA(EI;E) 1 N N TPABA 45.0%
B : 32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft? Primer (WB) or Styrofoam Brand Roofmate, Highload 60 or Plazamate inch P one one or BB2- -
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c. TPALV
APA rated Plate Tremco AVC Gypsum Fiber Roof Board

Max
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
No. (a.1.2) Type Fastener (3.1.1, 4.2.3) Attach | (3.1.4,3.1.5) Type ac Base Ply Ply CapPly | (psf)
(3.1.3)
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, LRFIA or BB1-
W-133 span rating Prime or with Tremco Disc 3 in. Steel Stress 1per1.3 | BP-CAS5 or SBS- H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA(BG), 6- None None TPABA -90.0
: 32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 or Styrofoam Brand Roofmate, Highload 60 or Plazamate X ! or BB2- :
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c. TPALV
APA rated Roof Board Plate Gypsum Fiber Roof Board
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G, BB1-
W-134 span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 | BP-CAS or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12-inch None None TPABA 45.0%
: 32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK o.c. or BB2- ’
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Gypsum Fiber Roof Board TPALV
APA rated Roof Board Plate
Tremco AVC
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G, BB1-
W-135 span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12-inch None None TPABA A5.0%
: 32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK o.c. or BB2- !
Grade CDX, | Roof Board with Tremco 3” Metal Insulation followed by Gypsum Fiber Roof Board TPALV
APA rated Plate Tremco AVC
Max
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G, BB1-
W-136 span rating Prime or with Tremco Disc 3 in. Steel Stress 1per1.3 | BP-CAS5 or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 6-inch None None TPABA -90.0
. 32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK o.c. or BB2- ’
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Gypsum Fiber Roof Board TPALV
APA rated Roof Board Plate
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast wg@ One or more, min. 1""9h Tr's‘?teCh G, )
15/32-inch Densbeck PLT-R-3. Tremco #1410 Fastener TrlsoFech CGF, EnergyGuar.d Polyiso Insulation, Trisotech, BP-AA, (Optional)
! . X ’ R K H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA or SBS-AA, BP-AA, SBS- FB1-HA
W-137. span rating Prime or with Tremco Disc 3 in. Steel Stress | 1per 2.0 | BP-CAS or SBS- or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-SEBS AA, BP- or FB2- -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . .
Grade CDX, Gypsum-Fiber with Tremco 3" Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. or SBS- SEBS or THERM
Gypsum Fiber Roof Board or SECUROCK Cement Roof SEBS SBS-SEBS
APA rated Roof Board Plate R N
Board or min. 7/16-inch DEXcell Cement Roof Board
Plywood, Dekfast DF-#14-PH3 with Dekfast Ezmiia:\éc In.sulawyﬂ(g: One or more,_min. an.h Trisr_)tech G .
15/32-inch Min. 0.5-inch PLT-R-3. Tremco #1410 Fastener Primer or AVC Tr|soFech CGF, EnergyGuar_d Polyiso Insulation, Trisotech, BP-AA, (Optional)
7 R ! R . H-Shield, 1ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA or SBS-AA, BP-AA, SBS- FB1-HA
W-138. span rating SECUROCK with Tremco Disc 3 in. Steel Stress | 1 per 2.0 M_embrane or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-SEBS AA, BP- or FB2- -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) ) . . .
Grade CDX, Roof Board with Tremco 3" Metal Insulation followed by Coverboaljd: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. or SBS- SEBS or THERM
APA rated Plate Tremco AVC Gypsum Fiber Roof Board or SECUROCK Cement Roof SEBS SBS-SEBS
Max Board or min. 7/16-inch DEXcell Cement Roof Board
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Page 36 of 224 femy
NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
. . . Insulation Lay : 0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast ”7’” ATlon “ayerlsi; Yne or more 'mln |nc- r|59 ec .
15/32-inch DensDeck PLTR3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, BP-AA, (Optional)
":,C , Pe,“s ec o remDC,O i Staslesrt‘e' Loeris | Bp.casorsgs. | F-Shield: 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or SBS-AA, BP-AA, SBS- | FB1-HA
Ww-139, | SPanrating | Frime or with fremco DIsc 3 1n. Steel stress |- L per L. or or Styrofoam Brand Roofmate, Highload 60 or Plazamate | LRFIA(BG), 6- BP-SEBS AA, BP- or FB2- -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS . R . .
Grade CDX Gypsum-Fiber with Tremco 3" Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. or SBS- SEBS or THERM
APA rated ! Rzgf Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof SEBS SBS-SEBS
Board or min. 7/16-inch DEXcell Cement Roof Board
Plywoqd, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G, BP-AA, (Optional)
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener N . .
. - . . k Trisotech CGF or EnergyGuard Polyiso Insulation . SBS-AA, BP-AA, SBS- FB1-HA
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 | BP-CAS5 or SBS- . . . PSFA, 12-inch
W-140. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-SEBS AA, BP- or FB2- -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS5 P . . o.c.
. . ” R Gypsum Fiber Roof Board or min. 7/16-inch DEXcell or SBS- SEBS or THERM
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation c t Roof Board SEBS SBS-SEBS
APA rated Roof Board Plate €ement Root Boar
Tremco AVC
Plywoqd, . . Dekfast DF-#14-PH3 with Dekfast Mgmbrane Insulation Layer(s): One or more, min. 1-inch Trisotech G, BP-AA, (Optional)
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC N X .
R . R . Trisotech CGF or EnergyGuard Polyiso Insulation . SBS-AA, BP-AA, SBS- FB1-HA
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 Membrane . X . PSFA, 12-inch
W-141. X X Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-SEBS AA, BP- or FB2- -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) P R R o.c.
. M R Gypsum Fiber Roof Board or min. 7/16-inch DEXcell or SBS- SEBS or THERM
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by c t Roof Board SERS SBS-SEBS
APA rated Plate Tremco AVC ement Root Boar
Max
Plywogd, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G, BP-AA, (Optional)
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener N . .
R . X R K Trisotech CGF or EnergyGuard Polyiso Insulation . SBS-AA, BP-AA, SBS- FB1-HA
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- . . . PSFA, 6-inch
W-142. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-SEBS AA, BP- or FB2- -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS - . . o.c.
' . W R Gypsum Fiber Roof Board or min. 7/16-inch DEXcell or SBS- SEBS or THERM
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation c t Roof Board SEBS SBS-SEBS
APA rated Roof Board Plate ement Root Boar
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
. . . | lation Lay: : , min. 1-inch Tri hG,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast n§u ation Layer(s): One or more .mm |nc' I'IS(?teC G
15/32-inch DensDeck PLT-R3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, FB3-
ineh, ) Jensec -3, fremeo #1810 rastener H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 BP-CAS5 or SBS- R TPABA
W-143. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . . or FB4-
X X M R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation T X R FBWB
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Roof Board Plate
Cement Roof Board
Tremco AVC . . . .
. Insulation Layi :0 , . 1-inch Trisotech G,
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane 'I'rl]'issuoztj‘elcohanFeL:er n(ieuzl;g]sorle i:)”I]nsuIIZtcion ri’?siech
15/32-inch, | Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC H-Shield 1O éS+ nyMuIti—MaxyFA?: RESISTA ,Ultra—Max, LRFIA or FB3-
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane " . L § TPABA
W-144. . X or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) : R . . or FB4-
. ) R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by -~ . R FBWB
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Plate Tremco AVC
Cement Roof Board
Max
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NEMOlCEFt. ISO/IEC 17065 PCA-145
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
. . . Insulation Lay : 0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast ”7’” ation ayerisl: Une or more 'mln |nc- r|59 ec
15/32-inch DensDeck PLTR3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, £3
wineh, ) Jensaec - K3, Tremco #1410 Fastener H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or g
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- . TPABA
W-145. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- None None -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . . or FB4-
. X ) R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation —— . . FBWB
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Roof Board Plate
Cement Roof Board
Plywood Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast . . R )
! | lat Lay : , . 1-inch Trisotech G,
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Tr:is:oiefhnc gFeorrsEnS:gigL;:sr;oll:ilsl InsI:(I:atiorrl'nso echG FB3-
i i i i in. 1 2. BP-CA BS- PSFA, 12-inch
W-146. span rating Prime or with Tremco Disc 3 in. Steel Stress per 2.0 5 or SBS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK S incl None None TPABA _45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 ﬁ Roof Board in. 7/16-inch DEXcell o.c. or FB4-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation cypsuTRl efrB ood oard ormin. -inc ce FBWB
APA rated Roof Board Plate €ement Root Boar
Tremco AVC
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane Insulation Layer(s): One or more, min. 1-inch Trisotech G
. . . . : 3 . 1- )
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Trisotech CGF or EnergyGuard Polyiso Insulation FB3-
ti ECUROCK ith Ti Di in. Steel St 1 2.0 M PSFA, 12-inch TPABA
W-147, | SPanrating | SECUROCK with Tremco Disc 3 in. Steel Stress | 1 per embrane Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inc None None -45.0%
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) Gypsum Fiber Roof Board or min. 7/16-inch DEXcell o.c. or FB4-
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by Cyp ! t Roof Board : FBWB
APA rated Plate Tremco AVC ement Root Boar
Max
Plywood Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast . . . !
o Insulation Layer(s): O 3 . 1-inch Trisotech G,
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener T”ris:o:e':’hnc gFe;rsEneéigL;?;’r;ol';: Ins':fatior:" ec FB3-
i i i i in. 1 1. BP-CA BS- PSFA, 6-inch
W-148. span rating Prime or with Tremco Disc 3 in. Steel Stress per 1.3 CAS or SBS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK SFA, 6-inc None None TPABA -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 mer Roof Board or min. 7/16-inch DEXcell o.c. or FB4-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Cyp t Roof Board ' FBWB
APA rated Roof Board Plate ement Root Boar
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
. . . | lation Lay: : , min. 1-inch Tri hG,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast n§u ation Layer(s): One or more 'mm |nc' rls&?tec G FB5-
15/32-inch DensDeck PLT-R3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, TLRA 6
ineh, ) Jensec -3, fremeo #1810 rastener H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or TERA O
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 BP-CAS5 or SBS- R inch o.c.
W-149. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . . or FB7-
X X M R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Y PSFA,
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof spatter
Board or min. 7/16-inch DEXcell Cement Roof Board P
Tremco AVC . . . .
. Insulation Lay : 0 3 . 1-inch Trisotech G,
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane 'I'r:'issuoztj‘e::ohncgFe;:erg;(seuzl;g]sorleyiglrI‘nsuIIZtcion r?:sz:ech FB5-
15/32-|n_ch, Min. 0.5-inch PL_T—R—3, Tremc_o #14_110 Fastener Primer or AVC H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA or TLRA, 6-
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane . inch o.c.
W-150. . X or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) : R . . or FB7-
. ) R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c.
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by - PSFA,
Gypsum Fiber Roof Board or SECUROCK Cement Roof
APA rated Plate Tremco AVC R ; spatter
Max Board or min. 7/16-inch DEXcell Cement Roof Board
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
. . . Insulation Lay : 0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast ”7’” aLion “ayeris): Une or more 'mln |nc- r|59 ec FBS-
15/32-inch DensDeck PLTR3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, TLRA 6
wineh, ) Jensaec - K3, Tremco #1410 Fastener H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or iad
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- . inch o.c.
W-151. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- None None -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . . or FB7-
. . ) R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation T PSFA,
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof spatter
Board or min. 7/16-inch DEXcell Cement Roof Board P
. . . | lation Lay : , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch | Dekfast DF-#14-PH3 with Dekfast nsulation Layer(s): One or more, min. L-inch Trisotech G FBS-
15/32-inch DensDeck PLT-R3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, TLRA 4
inen, ) Jensec - T3, Tremeo A 0 Fastener H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional) | . 2%
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 BP-CAS or SBS- . BP-CAS or inch o.c.
W-152. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-CAS or -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS5 . R . . SBS-CAS or FB7-
. X W R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation - PSFA,
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof spatter
Board or min. 7/16-inch DEXcell Cement Roof Board P
Tremco AVC
. i yer(s): , min. 1-i i )
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane In§ulat|on Laver(s): One or more -mln ! chh T”S(,)teCh G FB5-
15/32-inch Min. 0.5-inch PLT-R3. T #1410 Fast Pri AVC Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, TLRA. 4
-Inen, n. 0.5-nc - -H-3, Tremco #1410 Fastener rimer or H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional) | . 7%
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane . BP-CAS or inch o.c.
W-153. X N or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-CAS or -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) . R . . SBS-CA5 or FB7-
. ” R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by -~ PSFA,
APA rated Plate Tremco AVC Gypsum Fiber Roof Board or SECUROCK Cement Roof spatter
Max Board or min. 7/16-inch DEXcell Cement Roof Board P
. . . Insulation Lay :0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast n§u ation “ayeris): Une or more 'mln |nc' ”59 ec FB5-
15/32-inch Densbeck PLT-R-3. Tremco #1410 Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, TLRA. 4-
'ch, | Densbec -1 R-3, Tremeo#ia llrastene H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional) b
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- R BP-CAS or inch o.c.
W-154. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- BP-CAS5 or -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS . . . . SBS-CA5 or FB7-
X X N R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation -~ PSFA,
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof spatter
Board or min. 7/16-inch DEXcell Cement Roof Board
Plywood Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast . . . . FB5-
o | | Lay : , . 1-inch Ti hG,
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener nsulation Laver(s): One or more, min. 1-inch Trisotech G TLRA, 6-
span ratin Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 | BP-CAS or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12-inch inch o.c
W-155. P g ) per 2. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK ’ None None . -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 76 Fiber Roof Board in. 7/16-inch DEXcell o.c. or FB7-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Cypsuth\Rl efrB ood oard or min. inc ce PSFA,
APA rated Roof Board Plate ement Root boar spatter
Tremco AVC
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane Insulation Laver(s): One or more. min. 1-inch Trisotech G FB5-
. . . . yer(s): ) 4= )
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Trisotech CGF or EnergyGuard Polyiso Insulation TLRA, 6-
i E i Di in. 1 2.0 PSFA, 12-inch i .C.
W-156. span rating S CUROCK with Tremco Disc 3 in. Steel Stress per M.embrane Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inc None None inch o.c -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) 7'3 Fiber Roof Board in. 7/16-inch DEXcell o.c. or FB7-
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by cypsuTRl efrB ood oard ormin. -inc ce PSFA,
APA rated Plate Tremco AVC ement Root Boar spatter
Max
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast . . . . FB5-
i Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF or EnergyGuard Polyiso Insulation TLRA, 6-
W-157. span rating Prime or with Tremco Disc 3 in. Steel Stress 1per1.3 | BP-CAS5 or SBS- Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK PSFA, 6-inch None None inch o.c. -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS 76 m Fiber Roof Board or min. 7/16-inch DEXcell o.c. or FB7-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation cypsu ¢ RI efB ood oard ormin. inc ce PSFA,
APA rated Roof Board Plate €ement Root Boar spatter
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Laver(s): One or more. min. 1-inch Trisotech G FB5-
. yer(s): ) 4= )
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF or EnergyGuard Polyiso Insulation (Optional) TLRA, 4-
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 | BP-CAS5 or SBS- . gY Y . PSFA, 12-inch BP-CAS or P inch o.c.
W-158. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-CAS or -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 Gvosum Fiber Roof Board or min 7/16-inch DEXcell o.c. SBS-CAS SBS-CAS or FB7-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation cyp t Roof Board ' PSFA,
APA rated Roof Board Plate ement Root Boar spatter
Tremco AVC
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane . . R ) FB5-
. . . X Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Trisotech CGF or EnergyGuard Polyiso Insulation (Optional) TLRA, 4-
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane . g_y Y i PSFA, 12-inch BP-CAS or P inch o.c. "
W-159. X N . Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-CAS or -45.0
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft Primer (WB) 76 Fiber Roof Board in. 7/16-inch DEXcell o.c. SBS-CAS SBS-CAS or FB7-
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by Cypsuth\Rl efrB ood oard or min. inc ce PSFA,
APA rated Plate Tremco AVC ement Root boar spatter
Max
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Laver(s): One or more. min. 1-inch Trisotech G FB5-
. yer(s): ) 4 )
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF or EnergyGuard Polyiso Insulation (Optional) TLRA, 4-
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS5 or SBS- . g_y Y . PSFA, 6-inch BP-CAS or P inch o.c.
W-160. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-CAS or -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 76 Fiber Roof Board in. 7/16-inch DEXcell o.c. SBS-CAS SBS-CAS or FB7-
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation Cypsun:Rl efrB ood oard ormin. -inc ce PSFA,
APA rated Roof Board Plate ement Root Boar spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast In%ulatlon Layer(s): One or more Amm ! |n§h T”S?tECh G
15/32-inch Densbeck PLT-R3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
span re::ifl ' Preirr:e z: with Trt;mrceochi(ch 3in StZZIeSrt‘regss 1per2.0 | BP-CAS or SBS H-shield, IS0 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA or FB6
W-161. P & ) per 2. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS . R . . PEBATF
' X ” R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation . X i
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Roof Board Plate
Cement Roof Board
Tremco AVC . . . -
. yer(s): ) 4= )
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane Inéulatlon Layer(s): One or more 'mm L mc.h T”S?tECh 6
i . . X Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC . .
R i R k H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max LRFIA or
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane . FB6-
W-162. X X or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- None None -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft? Primer (WB) i R i . PEBATF
. M R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by -~ R R
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Plate Tremco AVC
Cement Roof Board
Max
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
. . . Insulation Lay : 0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast ”7’” ation ayerisl: Une or more 'mln |nc- r|59 ec
15/32-inch DensDeck PLTR3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
wineh, ) Jensaec - K3, Tremco #1410 Fastener H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- . FB6-
W-163. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- None None -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CA5 . R . . PEBATF
. X ) R Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK inch o.c.
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation —— . .
Gypsum Fiber Roof Board or min. 7/16-inch DEXcell
APA rated Roof Board Plate
Cement Roof Board
. . . | lation Lay : , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast néu ation Layer(s): One or more 'mm mc' I’IS? ech 6
15/32-inch DensDeck PLT-R3. T #1410 Fast Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
inen, ) Jensec - T3, Tremeo A 0 Fastener H-Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional)
span rating Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 BP-CAS or SBS- . BP-CAS or FB6-
W-164. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-CAS or -45.0*
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS5 . R . . SBS-CAS PEBATF
. X W R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation P
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Tremco AVC
. i yer(s): , min. 1-i i )
Plywood, Dekfast DF-#14-PH3 with Dekfast Membrane In§ulat|on Layer(s): One or mare -mln ! chh TrIS(.)teCh G
15/32-inch Min. 0.5-inch PLT-R3. T #1410 Fast Pri AVC Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
-Inen, n. 0.5-nc - -H-3, Tremco #1410 Fastener rimer or H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional)
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 Membrane . BP-CAS or FB6-
W-165. X N or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 12- BP-CAS or -45.0*
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft2 Primer (WB) . R . . SBS-CA5 PEBATF
. ” R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by ——
APA rated Plate Tremco AVC Gypsum Fiber Roof Board or SECUROCK Cement Roof
Max Board or min. 7/16-inch DEXcell Cement Roof Board
. . . Insulation Lay :0 , min. 1-inch Trisotech G,
Plywood, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast n.su 4Llon ~ayersl: ne or more 'mm |nc' ”59 ec
15/32-inch Densbeck PLT-R-3. Tremco #1410 Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech,
'ch, | Densbec -1 R-3, Tremeo#ia llrastene H-Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max | LRFIA or (Optional)
span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- R BP-CAS or FB6-
W-166. or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- BP-CAS5 or -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS . . . . SBS-CA5 PEBATF
X X N R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation —
APA rated Roof Board Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Plywoqd, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, DensDeck PLT-R-3, Tremco #1410 Fastener N . . . .
span ratin Prime or with Tremco Disc 3 in. Steel Stress 1per2.0 BP-CAS or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12-inch (Optional) (Optional) FB6-
w-167. | P & ' per s Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK ' BP-CASor | BP-CASor -45.0%
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS " . . o.c. PEBATF
. . W R Gypsum Fiber Roof Board or min. 7/16-inch DEXcell SBS-CAS SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation G t Roof Board
APA rated Roof Board Plate ement Root Boar
Tremco AVC
Plywogd, . i Dekfast DF-#14-PH3 with Dekfast M.embrane Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, Min. 0.5-inch PLT-R-3, Tremco #1410 Fastener Primer or AVC Trisotech CGF or EneravGuard Polviso Insulation (Optional) (Optional)
span rating SECUROCK with Tremco Disc 3 in. Steel Stress 1per2.0 | Membrane . g.y Y . PSFA, 12-inch P P FB6- "
W-168. . . Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK BP-CAS or BP-CAS or -45.0
32/16, Gypsum-Fiber Plate or Tremco #14 HD Fastener ft? Primer (WB) 7'3 Fiber Roof Board in. 7/16-inch DEXcell o.c. SBS-CAS SBS-CAS PEBATF
Grade CDX, Roof Board with Tremco 3” Metal Insulation followed by cypsuTRl efrB ood oard ormin. -inc ce
APA rated Plate Tremco AVC ement Root Boar
Max
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier . Insulation Layer(s) Roof Cover (3.1.4)
System Deck Vapor Barrier e MDP
acl
No. (4.1.2) Type Fastener (3.1.1, 4.2.3) Attach (3.1.4,3.1.5) Type Base Ply Ply CapPly | (psf)
(3.1.3)
PIywoqd, Min. 0.5-inch Dekfast DF-#14-PH3 with Dekfast Insulation Layer(s): One or more, min. 1-inch Trisotech G,
15/32-inch, | DensDeck PLT-R-3, Tremco #1410 Fastener Trisotech CGF or EnergyGuard Polyiso Insulation (Optional) (Optional)
W-169. span rating Prime or with Tremco Disc 3 in. Steel Stress lperl3 BP-CAS or SBS- Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK PSFA, 6-inch BP-CAS or BP-CAS or FB6- -90.0
32/16, SECUROCK Plate or Tremco #14 HD Fastener ft2 CAS P R R o.c. PEBATF
X X ) R Gypsum Fiber Roof Board or min. 7/16-inch DEXcell SBS-CAS SBS-CAS
Grade CDX, Gypsum-Fiber with Tremco 3” Metal Insulation c t Roof Board
APA rated Roof Board Plate €ement Root Boar
TABLE 1e: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Anchor Sheet X Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck p Vapor Barrier e e 5 MDP
asten ac ac ase
No. (4.1.2) Type Attach (3.1.4) Type Type Pl Cap Pl (psf)
ve (4.2.3) ve (3.13) ve (3.13) Ply g I
TPA IN TPA BONDING ADHESIVE:
Plywood, APA
P ) Trufast Versa ) !
15/327, rating BURmastic Fastener & Plate; | 07Mch 0:C-at 4-inch o LRFIA, Min. 0.5-inch LRFIA,
32/16, Grade CDX | Composite Ply HT lap and 6-inch o.c. at Min. 1-inch .
. 2 screws per plate . LRFIA(BG) DensDeck Prime or LRFIA(BG) BB1-
or OSB (NO- or BURmastic X NS three (3), equally SBS-CA6 Trisotech G or None None -97.5
X installed 180° into . or PSFA, 6- SECUROCK Gypsum- or PSFA, 6- TPABA
W-170 HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF . . .
. ,, . i the holes of the inch o.c. Fiber Roof Board inch o.c.
7/16" (0.418in.), Premium center rows
plate*
Exposure 1
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA,
15/32”, rating BURmastic :;L;:Zf\te\r/;m;ate' 6-inch o.c. at 4-inch LRFIA LREIA
32/16, Grade CDX | Composite F?Iy HT 2 screws per plate lap and 6-inch o.c. at SBS-CAS, SBS- M!n. 1-inch LRFIA(BG) Min. 0.5-inch LRFIA(BG) BB1-
or OSB (NO- or BURmastic . o three (3), equally Trisotech G or SECUROCK Gypsum- None None -127.5
. installed 180° into SEBS or SBS-TA . or PSFA, 6- . or PSFA, 6- TPABA
W-171. HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF X Fiber Roof Board X
” . . the holes of the inch o.c. inch o.c.
7/16" (0.418in.), Premium * center rows
plate
Exposure 1

Note:

Fastener within each Versa-Fast Plate may

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) s|
be utilized to produce minimum withdrawal resistance.

hall yield minimum 85 Ibf. Additional Versa-Fast

TPA FB IN HOT ASPHALT OR THERMAsTIC:

W-172.

Plywood, APA, .
15/32”, rating BURmastic I;l;::f\te\r/gs;ate' 6-inch o.c. at 4-inch LREIA LRFIA BP-AA, g(l))pzznal)
32/16, Grade CDX | Composite Ply HT 4 lap and 6-inch o.c. at Min. 1-inch , Min. 0.5-inch . SBS-AA, . FB1-HA or
. 2 screws per plate SBS-SEBS or . LRFIA(BG) LRFIA(BG) SBS-AA,

or OSB (NO- or BURmastic . o three (3), equally Trisotech G or SECUROCK Gypsum- BP-SEBS FB2- -112.5

. installed 180° into SBS-TA . or PSFA, 6- i or PSFA, 6- BP-SEBS
HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF . Fiber Roof Board . or SBS- THERM

” . i the holes of the inch o.c. inch o.c. or SBS-
7/16” (0.418in.), Premium * center rows SEBS
plate SEBS
Exposure 1
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast

Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.

TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Anchor Sheet . Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck o Vapor Barrier [T Attach 2 MDP
asten ac ac ase
No. (4.1.2) Type Attach (3.1.4) Type Type Pl Cap PI (psf)
ve (4.2.3) ve (3.13) ve (3.13) Ply g Pl
Plywood, APA,
15/32”, rating BURmastic :;2:2:3\:25;“9' 6-inch o.c. at 4-inch LRFIA LRFIA
32/16, Grade CDX | Composite Ply HT ! lap and 6-inch o.c. at Min. 1-inch ’ Min. 0.25-inch A
. 2 screws per plate . LRFIA(BG) LRFIA(BG) FB5-TLRA,
or OSB (NO- or BURmastic X 5. three (3), equally SBS-CA6 Trisotech G or SECUROCK Gypsum- None None R -75.0
. installed 180° into . or PSFA, 6- X or PSFA, 6- 6-inch o.c.
W-173. HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF . Fiber Roof Board X
” . i the holes of the inch o.c. inch o.c.
7/16” (0.418in.), Premium M center rows
plate
Exposure 1

Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.

Plywood, APA, Trufast Versa
15/32”, rating BURmastic Fastener & Plate: 6-inch o.c. at 4-inch LREIA LRFIA
32/16, Grade CDX | Composite F“Iy HT 2 screws per plate lap and 6-inch o.c. at SBS-CAS, SBS- M!n‘ 1-inch LRFIA(BG) Min. 0.5-inch LRFIA(BG) FB7-PSFA,
or OSB (NO- or BURmastic X NS three (3), equally Trisotech G or SECUROCK Gypsum- None None -127.5
. installed 180° into SEBS or SBS-TA . or PSFA, 6- i or PSFA, 6- spatter
W-174. HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF . Fiber Roof Board X
” . . the holes of the inch o.c. inch o.c.
7/16” (0.418in.), Premium M center rows
plate
Exposure 1

Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.

Pl APA
ywood, ! Trufast Versa

15/32”, rating BURmastic 6-inch o.c. at 4-inch FB5-TLRA,

! F. ner & Plate; LRFIA, LRFIA, !
32/16, Grade CDX | Composite Ply HT | "ootener & Plate; | 4 6-inch o.c. at Min. 1-inch ’ Min. 0.5-inch g BP-CA5 | (Optional) | 4-incho.c.

. 2 screws per plate SBS-CAS5, SBS- . LRFIA(BG) LRFIA(BG)
or OSB (NO- or BURmastic installed 180° into three (3), equally SEBS or SBS-TA Trisotech G or or PSEA. 6 SECUROCK Gypsum- or PSEA. 6 or SBS- BP-CAS5 or or FB7- -127.5
W-175. HVHZ), APA, Composite Ply spaced, staggered ° Trisotech CGF ) ’ Fiber Roof Board ) g CAS SBS-CAS PSFA,
” . . the holes of the inch o.c. inch o.c.
7/16” (0.418in.), Premium . center rows spatter
plate

Exposure 1

Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.

Pl d, APA,
ywoo Trufast Versa

15/32”, rating BURmastic 6-inch o.c. at 4-inch . . FB5-TLRA,
32/16, Grade CDX | Composite Ply HT | Fastener&Plate; 1\ o6 inch o.c. at Min. L-inch LRFIA, Min. 0.5-inch LRAA, BP-CA6 | (Optional) | 4-incho.c.
. 2 screws per plate . LRFIA(BG) DensDeck Prime or LRFIA(BG)
or OSB (NO- or BURmastic . o three (3), equally SBS-CA6 Trisotech G or or SBS- BP-CA6 or or FB7- -97.5
. installed 180° into . or PSFA, 6- SECUROCK Gypsum- or PSFA, 6-
W-176 HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF X . X CA6 SBS-CA6 PSFA,
. ” . i the holes of the inch o.c. Fiber Roof Board inch o.c.
7/16” (0.418in.), Premium center rows spatter
plate*
Exposure 1

Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 1e: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Anchor Sheet . Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck o Vapor Barrier [T Attach 2 MDP
asten ac ac ase
No. (4.1.2) Type Attach (3.1.4) Type Type Pl Cap PI (psf)
ve (4.2.3) ve (3.13) ve (3.13) Ply g Pl
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
BB2-
Plywood, APA,
15/32”, rating BURmastic :;::Z;te\r/e&rsslate' 6-inch o.c. at 4-inch LRFIA LREIA Ig/?-’\-l_v,
32/16, Grade CDX | Composite F"Iy HT 2 screws per plate lap and 6-inch o.c. at SBS-CAS, SBS- M!n. 1-inch LRFIA(BG) Min. 0.5-inch LRFIA(BG) TPABA,
or OSB (NO- or BURmastic X 5. three (3), equally Trisotech G or SECUROCK Gypsum- None None -127.5
. installed 180° into SEBS or SBS-TA . or PSFA, 6- X or PSFA, 6- FB4-
W-177 HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF . Fiber Roof Board X
. ” . i the holes of the inch o.c. inch o.c. FBWSB, or
7/16” (0.418in.), Premium plate* center rows FB6-
Exposure 1 PEBATF
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
BB2-
Pl d, APA TPALY,
ywood, )
” . . Trufast Versa . i EB3-
15/32”, rating BURmas‘t|c Fastener & Plate; 6-inch O'C'. at 4-inch . A LRFIA, A ' LRFIA, - TPABA, or
32/16, Grade CDX Composite Ply HT lap and 6-inch o.c. at Min. 1-inch Min. 0.5-inch BP-CAS (Optional)
. 2 screws per plate SBS-CA5, SBS- ) LRFIA(BG) LRFIA(BG) FB6-
or OSB (NO- or BURmastic . o three (3), equally Trisotech G or SECUROCK Gypsum- or SBS- BP-CAS or -112.5
) installed 180° into SEBS or SBS-TA . or PSFA, 6- . or PSFA, 6- PEBATF
W-178. HVHZ), APA, Composite Ply spaced, staggered Trisotech CGF ; Fiber Roof Board X CA5 SBS-CAS
” . ; the holes of the inch o.c. inch o.c. SECUROC
7/16" (0.418in.), Premium center rows
plate* K ONLY:
Exposure 1
FB4-
FBWB
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield minimum 85 Ibf. Additional Versa-Fast
Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) | Attach Base Ply Ply | Cap Ply (psf)
TPA IN TPA BONDING ADHESIVE:
Plywood, APA,
23/32”, rating . -30.0%
One or more layers, an 0.625-inch ACFoam HD Tremco #12 DP or #14 HD Fastener :
W-179. 48/24, Grade CDX T more fay Y _ . ; 1per2.0f | None None BB1-TPABA (NO
) . combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating . -37.5%
One or more layers, an 0.5-inch ACFoam HD Tremco #12 DP or #14 HD Fastener y
W-180. 48/24, Grade CDX " more fay v _ : X lper2.7f2 | None None BB1-TPABA (NO
) . combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
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NEMOlcert ISO/IEC 17065 PCA-145
TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywood, APA,
23/32”, rating .
W-181. 48/24, Grade CDX One qr mF>re layers, any 0.5-inch ACFoam HD Tr'emco #12 DF,’, or #14 HD Fas.tener 1per 2.0 f2 None None BB1-TPABA 45.0*
) R combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Plywood, APA,
23/32”, rating .
W-182. 48/24, Grade CDX One qr mgre layers, any 0.625-inch ACFoam HD Tr.emco #12 DFI’I or #14 HD Fas.tener 1per 2.3 f2 None None BB1-TPABA -45.0%
) R combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Min. 19/32-inch . . Tremco #1211 Fastener or #1410
] | 3 Min. 0.25-inch SECUROCK . . )
W-183. plywood or wood ne or more fayers, any n. B.2>mine Fastener with Tremco Disc 3 in. Steel 1per1.8ft2 | None None BB1-TPABA -45.0*
combination, loose laid Gypsum-Fiber Roof Board
plank Stress Plate
Plywood, APA,
23/32”, rating (Optional) One or more . . .
L Min. 1.5-inch Trisotech G, )
W-184. 48/24, Grade CDX | layers, any combination, N- £.>7Inch Trisotec Section 3.1.1 1per2.0f2 | None None BB1-TPABA -45.0*
) R . Trisotech CGF
or nominal 1-inch loose laid
wood plank
Plywood, APA,
23/32”, rating (Optional) One or more . . .
W-185. 48/24, Grade CDX layers, any combination, M!n. Z-inch Trlsotec.h G, Section 3.1.1 1per4.0ft2 | None None BB1-TPABA -45.0*
. . . Trisotech CGF or Trisotech
or nominal 1-inch loose laid
wood plank
PIywo,c,>d, A.PA' . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more Prime or min. 0.375-inch
W-186. 40/20 Grade CDX or | layers, any combination, o . Section 3.1.1 1per2.0ft2 | None None BB1-TPABA -45.0
. . . DensDeck ProFast Prime
nominal 1-inch loose laid
Roof Board
wood plank
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One or more . . #1211 Fastener, Tremco #1410
W-187. 40/20 Grade CDX or | layers, any combination, Min. 0.25 .|nch SECUROCK Fastener or Tremco #1510 XHD 1per2.0ft2 | None None BB1-TPABA -45.0
R . . Gypsum-Fiber Roof Board . X .
nominal 1-inch loose laid Fastener with Tremco Disc 3 in. Steel
wood plank Stress Plate or ACE #12 or ACE #15 with
ACE 3” BE Insulation Plate
Plywood, APA, Min. 0.25-inch DensDeck
15/32”, rating (Optional) One or more Prime or SECUROCK
W-188. 32/16 Grade CDX or | layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 1per1.8ft2 | None None BB1-TPABA -67.5
nominal 1-inch loose laid min. 0.375-inch DensDeck
wood plank ProFast Prime Roof Board

TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:

BACKTO TOP

LINKTO TOP OF ATTACHMENT REQUIREMENTS

©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.

NER-TRM-002.R3
2026-04-21

IAS

ACCREDITED

Report No.: FL16425-R10

Revision 3:

Page 45 of 224

Pt Cerlizlian
fgeney

NEMO|cert ISO/IEC 17065 PCA-145
TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywood, APA,
23/32”, rating . -30.0*
W-189. 48/24, Grade CDX One qr mF>re layers, any 0.625-inch ACFoam HD Tr'emco #12 DF,’, or #14 HD Fas.tener 1per 2.0 f2 None None BB2-TPALV (NO
) R combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating ) -37.5%
W-190. 48/24, Grade CDX One qr mgre layers, any 0.5-inch ACFoam HD Tr.emco #12 DFI’I or #14 HD Fas.tener 1per 2.7 f2 None None BB2-TPALY (NO
) R combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating .
W-191. 48/24, Grade CDX One qr mgre layers, any 0.5-inch ACFoam HD Tr.emco #12 DFI’I or #14 HD Fas.tener 1per 2.0 f2 None None BBI-TPALV -45.0%
) R combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Plywood, APA,
23/32”, rating .
| .625-inch ACF HD T #12 DP or #14 HD F
W-192. | 48/24,Grade cox | On®ormorelaversany | 0.625-inch ACFoam Il astener 1per2.3ft | None None BB2-TPALV | -45.0%
) . combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Min. 19/32-inch . . Tremco #1211 Fastener or #1410
W-193. plywood or wood One o.r m.ore layers, a.ny Min. 0.25—.|nch SECUROCK Fastener with Tremco Disc 3 in. Steel 1per1.8ft2 | None None BB2-TPALV -45.0*
combination, loose laid Gypsum-Fiber Roof Board
plank Stress Plate
Plywood, APA,
23/32”, rating (Optional) One or more
W-194. 48/24, Grade CDX layers, any combination, Min. 1.5-inch Trisotech G Section 3.1.1 1 per 2.0 ft? None None BB2-TPALV -45.0*
or nominal 1-inch loose laid
wood plank
Plywood, APA,
23/32”, rating (Optional) One or more . . .
W-195. 48/24, Grade CDX layers, any combination, M!n. 2-inch Trisotech G or Section 3.1.1 1 per 4.0 ft2 None None BB2-TPALV -45.0*
) R . Trisotech
or nominal 1-inch loose laid
wood plank
PIywo?d, A.PA’ . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more Prime or min. 0.375-inch
W-196. 40/20 Grade CDX or | layers, any combination, o - Section 3.1.1 1per2.0ft* | None None BB2-TPALV -45.0
R . . DensDeck ProFast Prime
nominal 1-inch loose laid
Roof Board
wood plank
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TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One or more ) . #1211 Fastener, Tremco #1410
W-197. 40/20 Grade CDX or | layers, any combination, Min. 0.25 .|nch SECUROCK Fastener or Tremco #1510 XHD 1per2.0ft*> | None None BB2-TPALV -45.0
. . . Gypsum-Fiber Roof Board . X .
nominal 1-inch loose laid Fastener with Tremco Disc 3 in. Steel
wood plank Stress Plate or ACE #12 or ACE #15 with
ACE 3” BE Insulation Plate
Plywood, APA, Min. 0.25-inch DensDeck
15/32”, rating (Optional) One or more Prime or SECUROCK
W-198. 32/16 Grade CDX or | layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 1 per 1.8 ft? None None BB2-TPALV -67.5
nominal 1-inch loose laid min. 0.375-inch DensDeck
wood plank ProFast Prime Roof Board
TPA FB IN HOT ASPHALT OR THERMAsTIC 80:
Plywood, APA,
15/32” i i -
5/32", rating One or more layers, any Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 4 1 per 4.0 ft? BP-AA, SBS- (Optional) BP -30.0*
32/16, Grade CDX L . R . . . AA, SBS-AA, FB1-HA or
combination, min. 1-inch AC or STURDY-DEK Asphaltic | screws per plate installed in square (8 per 4x8 ft | AA, BP-SEBS (NO
or 0SB (NO-HVHZ), total thickness, loose laid Coverboard attern* board) or SBS-SEBS BP-SEBS or FB2-THERM HVHZ)
W-199. APA, 7/16” (0.418 ' P oar SBS-SEBS
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 240 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA,
15/32” i . :
5/32", rating One or more layers, any Min. %-inch TremBoard AC Trufast Versa Fastener & Plate; 4 1 per 4.0 ft2 BP-AA, SBS- (Optional) BP -37.5*
32/16, Grade CDX L . R . . . AA, SBS-AA, FB1-HA or
combination, min. 1-inch or STURDY-DEK Asphaltic screws per plate installed in square (8 per 4x8 ft | AA, BP-SEBS (NO
or 0SB (NO-HVHZ), ‘ . BP-SEBS or FB2-THERM
W-200. APA, 7/16” (0.418 total thickness, loose laid Coverboard pattern* board) or SBS-SEBS SBS-SEBS HVHZ)
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 300 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA,
15/32", rating (Optional) One o.r mc?re Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 2 1 per 2.9 ft? BP-AA, SBS- (Optional) BP- -37.5%
32/16, Grade CDX layers, any combination, . . .. AA, SBS-AA, FB1-HA or
} X R AC or STURDY-DEK Asphaltic | screws per plate installed 180° into the (11 per 4x8 AA, BP-SEBS (NO
or OSB (NO-HVHZ), min. 1-inch total thickness, Coverboard holes of the plate* ft board) or SBS-SEBS BP-SEBS or FB2-THERM HVHZ)
W-201. APA, 7/16” (0.418 | loose laid P ar SBS-SEBS
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 218 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
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TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywood, APA,
15/32", rating (Optional) One o.r m(?re Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 2 1 per2.13 ft> | BP-AA, SBS- (Optional) BP-
32/16, Grade CDX layers, any combination, . . o AA, SBS-AA, FB1-HA or
} X R AC or STURDY-DEK Asphaltic | screws per plate installed 180° into the (15 per 4x8 AA, BP-SEBS -45.0*
L or OSB (NO-HVHZ), min. 1-inch total thickness, Coverboard holes of the plate* ft board) or SBS-SEBS BP-SEBS or FB2-THERM
~202. APA, 7/16” (0.418 | loose laid P oar SBS-SEBS
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 192 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA,
23/32”, rating Min. 1.5-inch Trisotech G, . .
. Min. 1-inch k HD .
W-203. | 48/24,Grade CDX | Trisotech, ISO 95+ GL, in. L-inch Structodel Section 3.1.1 1per2.0ft | None None FBL-HA -45.0%
) . . with Primed Red Coating
or nominal 1-inch Multi-Max FA-3
wood plank
TPA FB IN TPA BONDING ADHESIVE:
Plywood, APA,
23/32”, rating . -30.0*
W-204. 48/24, Grade CDX One qr mgre layers, any 0.625-inch ACFoam HD Tr.emco #12 DF,), or #14 HD Fas.tener 1per 2.0 f2 None None FB3-TPABA (NO
) R combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating . -37.5%
W-205. 48/24, Grade CDX One qr mf)re layers, any 0.5-inch ACFoam HD Tr.emco #12 DF,’I or #14 HD Fas.tener 1per2.7 f2 None None FB3-TPABA (NO
) R combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating )
W-206. 48/24, Grade CDX One qr m.ore layers, any 0.5-inch ACFoam HD Tr.emco #12 DF,” or #14 HD Fas'tener 1 per 2.0 f2 None None FB3-TPABA _45.0%
) . combination CoverBoard with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Plywood, APA,
23/32”, rating .
W-207. 48/24, Grade CDX One qr m9re layers, any 0.625-inch ACFoam HD Tr.emco #12 Dlz or #14 HD Fas'tener 1per23fe None None FB3-TPABA -45.0*
) R combination CoverBoard-FR with Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Plywood, APA,
23/32”, rating (Optional) One or more . . .
N Min. 1.5-inch Trisotech G, Tremco #12 DP or #14 HD Fastener 2 N
W-208. 48/24, .Grade.CDX layers, z?ny combination, Trisotech CGF or Trisotech with Tremco 3” Metal Insulation Plate 1 per 2.0 ft None None FB3-TPABA -45.0
or nominal 1-inch loose laid
wood plank

BACKTO TOP

LINKTO TOP OF ATTACHMENT REQUIREMENTS

©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Report No.:
Revision 3:
Page 48 of 224

NER-TRM-002.R3
2026-04-21

Tremco CPG Inc.

FL16425-R10

IAS

ACCREDITED
Pruduct Cerlilcalior

NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywo,c,>d, A.PA’ . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more Prime or min. 0.375-inch
W-209. 40/20 Grade CDX or | layers, any combination, o . Section 3.1.1 1per2.0ft> | None None FB3-TPABA -45.0
R . . DensDeck ProFast Prime
nominal 1-inch loose laid
Roof Board
wood plank
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One or more . . #1211 Fastener, Tremco #1410
W-210. 40/20 Grade CDX or | layers, any combination, Min. 0.25 .|nch SECUROCK Fastener or Tremco #1510 XHD 1per2.0ft? | None None FB3-TPABA -45.0
R . . Gypsum-Fiber Roof Board . X .
nominal 1-inch loose laid Fastener with Tremco Disc 3 in. Steel
wood plank Stress Plate or ACE #12 or ACE #15 with
ACE 3” BE Insulation Plate
Plywood, APA, Min. 0.25-inch DensDeck
15/32”, rating (Optional) One or more Prime or SECUROCK
W-211. 32/16 Grade CDX or | layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 1 per 1.8 ft? None None FB3-TPABA -67.5
nominal 1-inch loose laid min. 0.375-inch DensDeck
wood plank ProFast Prime Roof Board
TPA FB IN FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Plywood, APA,
23/32”, rating . . -30.0*
W-212. 48/24, Grade CDX One qr mf)re layers, any 0.625-inch ACFoam HD Tremco #}2 DP or #14 H.D Fastener with 1 per 2.0 ft2 None None FBA-FBWB (NO
) R combination CoverBoard-FR Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating . . -37.5*
| .5-inch ACF HD T #12 DPor#14HD F h
W-213. 48/24, Grade CDX One qr mgre ayers, any 0.5-inch ACFoam remco 1 or . astener wit 1per2.7 f None None FBA-FBWB (NO
) . combination CoverBoard Tremco 3” Metal Insulation Plate
or nominal 1-inch HVHZ)
wood plank
Plywood, APA,
23/32”, rating Min. 1.5-inch Trisotech G, . . -37.5%
w-214. 48/24, Grade CDX | Trisotech, 1SO 95+ GL, M't'L ;rf”Ch dsrt{“;acc’odet'f HD | section3.1.1 1per2.0f2 | None None FB4-FBWB (NO
or nominal 1-inch Multi-Max FA-3 Wi imed e ating HVHZ)
wood plank
Plywood, APA,
23/32”, rating . .
W-215. 48/24, Grade CDX One o.r mf)re layers, any 0.5-inch ACFoam HD Tremco #}2 DP or #14 H.D Fastener with 1 per 2.0 ft2 None None FBA-FBWB 45.0*
) R combination CoverBoard Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
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TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywood, APA,
23/32”, rating . .
W-216. 48/24, Grade CDX One qr mF>re layers, any 0.625-inch ACFoam HD Tremco #}2 DP or #14 H'D Fastener with 1per2.3 2 None None FBA-FBWB _45.0*
) R combination CoverBoard-FR Tremco 3” Metal Insulation Plate
or nominal 1-inch
wood plank
Min. 19/32-inch Tremco #1211 Fastener or #1410
| Min. 0.25-inch SECUROCK . . .
W-217. | plywood orwood | OneOr morelavers, any In. 0.25-inch SECUROCK | ¢, it ener with Tremco Disc 3 in. Steel 1per1.8ft2 | None None FB4-FBWB -45.0*
combination, loose laid Gypsum-Fiber Roof Board
plank Stress Plate
Plywood, APA,
23/32”, rating (Optional) One or more . . .
L Min. 1.5-inch T hG, )
W-218. | 48/24,Grade CDX | layers, any combination, in. L5-inch Trisotech &1 section3.1.1 1per2.0ft | None None FB4-FBWB -45.0*
) . ) Trisotech CGF
or nominal 1-inch loose laid
wood plank
Plywood, APA,
23/32”, rating (Optional) One or more Min. 2-inch Trisotech G,
W-219. 48/24, Grade CDX layers, any combination, Trisotech CGF, Trisotech, Section 3.1.1 1 per 4.0 ft? None None FB4-FBWB -45.0*
or nominal 1-inch loose laid 1SO 95+ GL
wood plank
PIywo?d, A,PA' . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more Prime or min. 0.375-inch
W-220. 40/20 Grade CDX or | layers, any combination, o . Section 3.1.1 1per2.0ft2 | None None FB4-FBWB -45.0
. . . DensDeck ProFast Prime
nominal 1-inch loose laid
Roof Board
wood plank
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One or m(?re Min. 0.25-inch SECUROCK #1211 Fastener, Tremco #1410 Fa.stener ,
W-221. 40/20 Grade CDX or | layers, any combination, . or Tremco #1510 XHD Fastener with 1 per 2.0 ft None None FB4-FBWB -45.0
. . A Gypsum-Fiber Roof Board : X
nominal 1-inch loose laid Tremco Disc 3 in. Steel Stress Plate or
wood plank ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate
Plywood, APA,
15/32”, rating (Optional) One or more . .
W-222. 32/16 Grade CDX or | layers, any combination, Min. 0.25 .|nch SECUROCK Section 3.1.1 1 per 1.8 ft? None None FB4-FBWB -67.5
. . . Gypsum-Fiber Roof Board
nominal 1-inch loose laid
wood plank
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Plywood, APA, FB5-TLRA, 4-
23/32", rating One or more layers, an 0.625-inch ACFoam HD Tremco #12 DP or #14 HD Fastener with inch o.c c,'r -30.0*
W-223. 48/24, Grade CDX T more fayers, any ; - ; 1per2.0ft2 | None None - (NO
. . combination CoverBoard-FR Tremco 3” Metal Insulation Plate FB7-PSFA,
or nominal 1-inch spatter HVHZ)
wood plank P
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Pl d, APA
23"/‘2’;’? e FBS-TLRA, 4- *
Wera iy IGradegCDX One qr mF>re layers, any 0.5-inch ACFoam HD Tremco #,1,2 DP or #14 H.D Fastener with 1per 2.7 f2 None None inch o.c. or -3(11'05
) R combination CoverBoard Tremco 3” Metal Insulation Plate FB7-PSFA,
or nominal 1-inch HVHZ)
spatter
wood plank
;Isy/\/;/ch’c’)dr,a/:iFr’;: FB5-TLRA, 4-
! One or more layers, any 0.5-inch ACFoam HD Tremco #12 DP or #14 HD Fastener with ) inch o.c. or "
L 48/24, .Grade.CDX combination CoverBoard Tremco 3” Metal Insulation Plate 1per2.0ft None None FB7-PSFA, 450
or nominal 1-inch spatter
wood plank P
;gl/v;/cz)’(’)dr,a/;\;g, FB5-TLRA, 4-
y One or more layers, any 0.625-inch ACFoam HD Tremco #12 DP or #14 HD Fastener with N inch o.c. or «
W-226. 48/24, FSrade.CDX combination CoverBoard-FR Tremco 3” Metal Insulation Plate lper23ft None None FB7-PSFA, 450
or nominal 1-inch spatter
wood plank P
Plywood, APA,
15/32", rating One or more layers, any Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 4 1 per 4.0 ft? (Optional) BP- .FBS_TLRA’ 4 -30.0*
32/16, Grade CDX L R . . . BP-CAS or inch o.c. or
combination, min. 1-inch AC or STURDY-DEK screws per plate installed in square (8 per 4x8 ft CAS or SBS- (NO
W-227 or 0SB (NO-HVHZ), total thickness, loose laid Asphaltic Coverboard attern* board) SBS-CAS CA5 FB7-PSFA, HVHZ)
=k APA, 7/16” (0.418 ' P P oar spatter
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 240 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
il5y/V\31c2),c,>dr,aﬁ;«il:]A, Min. %-inch TremBoard AC FB5-TLRA. 4-
! & One or more layers, any or STURDY-DEK Asphaltic Trufast Versa Fastener & Plate; 4 1 per 4.0 ft? (Optional) BP- | . ! -37.5%
32/16, Grade CDX L R . X X X . BP-CAS or inch o.c. or
combination, min. 1-inch Coverboard or min. 0.5-inch | screws per plate installed in square (8 per 4x8 ft CAS or SBS- (NO
W-22 or OSB (NO-HVHZ), | | thickness, loose laid | SECUROCK Gypsum-Fiber attern* board) | S0 A CAs FB7-PSFA, HVHZ)
2 APA, 7/16” (0.418 g P P oar spatter
. Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 300 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA . .
L, . Min. 1/8-inch TremBoard
15/32”, rating (Optional) One o.r mc?re AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.9 ft? (Optional) BP- .FBS TLRA, 4 -37.5%
32/16, Grade CDX layers, any combination, . . o BP-CAS or inch o.c. or
: . : Asphaltic Coverboard or screws per plate installed 180° into the (11 per 4x8 CAS5 or SBS- (NO
or OSB (NO-HVHZ), min. 1-inch total thickness, . R SBS-CA5 FB7-PSFA,
W-229. ” . min. 0.5-inch SECUROCK holes of the plate* ft board) CAS5 HVHZ)
APA, 7/16” (0.418 loose laid . spatter
. Gypsum-Fiber Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 218 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywood, APA . .
L, . Min. 1/8-inch TremBoard
15/32", rating (Optional) One o.r m(?re AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.13 ft? (Optional) BP- .FBS-TLRA' 4
32/16, Grade CDX layers, any combination, . . o BP-CAS or inch o.c. or
} X R Asphaltic Coverboard or screws per plate installed 180° into the (15 per 4x8 CAS or SBS- -45.0*
or OSB (NO-HVHZ), min. 1-inch total thickness, : R SBS-CA5 FB7-PSFA,
W-230. Y . min. 0.5-inch SECUROCK holes of the plate* ft board) CAS
APA, 7/16” (0.418 loose laid . spatter
. Gypsum-Fiber Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 192 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA,
15/32", rating One or more layers, any Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 4 1 per 4.0 ft? (Optional) BP- .FBS-TLRA' 4 -30.0*
32/16, Grade CDX L R . . . BP-CA6 or inch o.c. or
combination, min. 1-inch AC or STURDY-DEK screws per plate installed in square (8 per 4x8 ft CAG6 or SBS- (NO
W-231 or 0SB (NO-HVHZ), total thickness, loose laid Asphaltic Coverboard attern* board) SBS-CAG CA6 FB7-PSFA, HVHZ)
2l APA, 7/16” (0.418 ' P P oar spatter
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 240 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
ig/v;g,c,)dr'a?;A' Min. %-inch TremBoard AC FBS-TLRA 4-
’ g One or more layers, any or STURDY-DEK Asphaltic Trufast Versa Fastener & Plate; 4 1 per 4.0 ft2 (Optional) BP- . ! -37.5*
32/16, Grade CDX L R . X R R ) BP-CA6 or inch o.c. or
combination, min. 1-inch Coverboard or min. 0.5-inch | screws per plate installed in square (8 per 4x8 ft CA6 or SBS- (NO
W-232 or 0SB (NO-HVHZ), total thickness, loose laid SECUROCK Gypsum-Fiber attern* board) SBS-CAG CA6 FB7-PSFA, HVHZ)
= APA, 7/16” (0.418 ' e P oar spatter
. Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 300 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA . .
L, . Min. 1/8-inch TremBoard
15/32", rating (Optional) One O.r m(?re AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.9 ft2 (Optional) BP- .FBS TLRA, 4 -37.5%
32/16, Grade CDX layers, any combination, . K .. BP-CAG6 or inch o.c. or
: X R Asphaltic Coverboard or screws per plate installed 180° into the (11 per 4x8 CAG6 or SBS- (NO
or OSB (NO-HVHZ), min. 1-inch total thickness, A R SBS-CA6 FB7-PSFA,
W-233. ” ) min. 0.5-inch SECUROCK holes of the plate* ft board) CA6 HVHZ)
APA, 7/16” (0.418 loose laid . spatter
. Gypsum-Fiber Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 218 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
Plywood, APA . .
L, Y . Min. 1/8-inch TremBoard
15/32" rating (Optional) One ormore AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.13 ft? (Optional) BP- .FBS TLRA, 4
32/16, Grade CDX layers, any combination, . . .. BP-CAG6 or inch o.c. or
: X R Asphaltic Coverboard or screws per plate installed 180° into the (15 per 4x8 CA6 or SBS- -45.0*
or OSB (NO-HVHZ), min. 1-inch total thickness, . R SBS-CA6 FB7-PSFA,
W-234. ,, . min. 0.5-inch SECUROCK holes of the plate* ft board) CA6
APA, 7/16” (0.418 loose laid . spatter
. Gypsum-Fiber Roof Board
in.), Exposure 1

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield

minimum 192 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
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TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Plywo,c,>d, A.PA’ . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more . . K
- Prime or min. 0.375-inch . 2 FB7-PSFA,
W-235. 40/20 Grade CDX or | layers, any combination, R Section 3.1.1 1per2.0ft None None -45.0
R . . DensDeck ProFast Prime spatter
nominal 1-inch loose laid
Roof Board
wood plank
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One or more . . #1211 Fastener, Tremco #1410 Fastener
W-236. 40/20 Grade CDX or | layers, any combination, Min. 0.25 .|nch SECUROCK or Tremco #1510 XHD Fastener with 1per2.0ft? | None None FB7-PSFA, -45.0
R . . Gypsum-Fiber Roof Board . . spatter
nominal 1-inch loose laid Tremco Disc 3 in. Steel Stress Plate or
wood plank ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate
Plywood, APA,
15/32”, rating (Optional) One or more R .
W-237. 32/16 Grade CDX or | layers, any combination, | Vi 0:25-inch SECUROCK | ¢ s 4 4 lper1.8f2 | None None FB7-PSFA, -67.5
K A . Gypsum-Fiber Roof Board spatter
nominal 1-inch loose laid
wood plank
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Plywood, APA,
15/32”, rating . . ) )
One or more layers, any Min. 1/8-inch TremBoard Trufast Versa Fastener & Plate; 4 1 per 4.0 ft (Optional) BP- -30.0*
32/16, Grade CDX L R . . . BP-CA5S or
combination, min. 1-inch AC or STURDY-DEK screws per plate installed in square (8 per 4x8 ft CAS or SBS- FB6-PEBATF (NO
W-2 or OSB (NO-HVHZ), total thickness, loose laid Asphaltic Coverboard attern* board) SBS-CAS CA5 HVHZ)
= APA, 7/16” (0.418 ' P P oar
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 240 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
:I_f://\g,’g’(’)dr,a?;A' Min. Y%-inch TremBoard AC
! g One or more layers, any or STURDY-DEK Asphaltic Trufast Versa Fastener & Plate; 4 1 per 4.0 ft? (Optional) BP- -37.5*
32/16, Grade CDX L R . . R . . BP-CA5S or
combination, min. 1-inch Coverboard or min. 0.5-inch | screws per plate installed in square (8 per 4x8 ft CAS or SBS- FB6-PEBATF (NO
or OSB (NO-HVHZ), . . R % SBS-CA5
W-239. ” total thickness, loose laid SECUROCK Gypsum-Fiber pattern board) CA5 HVHZ)
APA, 7/16” (0.418
. Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 300 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
;’I.’://\g(z)’(’)dr,a?i:A’ (Optional) One or more Min. 1/8-inch TremBoard
! g - AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.9 ft? (Optional) BP- -37.5%
32/16, Grade CDX layers, any combination, . . .. BP-CAS or
or 0SB (NO-HVHZ) min. 1-inch total thickness Asphaltic Coverboard or screws per plate installed 180° into the (11 per 4x8 SBS-CAS CAS or SBS- FB6-PEBATF (NO
W-240. ! ’ | min. 0.5-inch SECUROCK holes of the plate* ft board) CAS HVHZ)

APA, 7/16” (0.418
in.), Exposure 1

loose laid

Gypsum-Fiber Roof Board

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 218 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
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TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Pl d, APA
15\//";;’? r’atin ' (Optional) One or more Min. 1/8-inch TremBoard
32/16 IGradegCDX la F:ers anv combination AC or STURDY-DEK Trufast Versa Fastener & Plate; 2 1 per 2.13 ft2 BP-CAS or (Optional) BP-
’ y " v R ! Asphaltic Coverboard or screws per plate installed 180° into the (15 per 4x8 CAS or SBS- FB6-PEBATF -45.0*
or OSB (NO-HVHZ), min. 1-inch total thickness, . R SBS-CAS
W-241. Y . min. 0.5-inch SECUROCK holes of the plate* ft board) CAS
APA, 7/16” (0.418 loose laid .
. Gypsum-Fiber Roof Board
in.), Exposure 1
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (4.2.3) shall yield
minimum 192 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal resistance.
PIywo,c,>d, A.PA' . Min. 0.25-inch DensDeck
19/32”, rating (Optional) One or more Prime or min. 0.375-inch
W-242. 40/20 Grade CDX or | layers, any combination, o . Section 3.1.1 1 per 2.0 ft? None None FB6-PEBATF -45.0
R . . DensDeck ProFast Prime
nominal 1-inch loose laid
Roof Board
wood plank
Dekfast DF-#14-PH3 or Dekfast DF-#15-
Plywood, APA, PH3 with Dekfast PLT-R-3, Tremco
19/32”, rating (Optional) One o.r mc?re Min. 0.25-inch SECUROCK #1211 Fastener, Tremco #1410 Fa.stener ,
W-243. 40/20 Grade CDX or | layers, any combination, . or Tremco #1510 XHD Fastener with 1 per 2.0 ft None None FB6-PEBATF -45.0
R . . Gypsum-Fiber Roof Board . .
nominal 1-inch loose laid Tremco Disc 3 in. Steel Stress Plate or
wood plank ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate
Plywood, APA, M!n. 0.25-inch DensDeck
” . . Prime or SECUROCK
15/32”, rating (Optional) One or more Gyosum-Fiber Roof Board
W-244, 32/16 Grade CDX or | layers, any combination, o:”ranin 0.375-inch Section 3.1.1 1 per 1.8 ft? None None FB6-PEBATF -67.5
nominal 1-inch loose laid o )
wood plank DensDeck ProFast Prime
P Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 16: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER
Thermal Barrier and/or Attachment
System Deck Slip Sheet Insulation Layer/ Roof Cover (3.1.4 MDP
No. (4.1.2) (Optional) (3.1.2,4.2.3) Fastener (4.2.3) Density / Pattern = (psf)
SFS ISOWELD®:
1 per 2.7 ft?
Plywood © © °
APA, 15/32, | Oneormore, One or more layers, Dekfast DF-#15-PH3 with SFS isoweld® F1- ot Tremco TPA induction- -37:5
W-245. ! BURmastic Glass - —0 o o o welded with SFS isoweld® (NO
rating 32/16, PIv. loose laid any combination P-6.8-PVC Plate 3000 tool HVHZ)
Grade CDX A\ 15 Typ .
w7 i ? °
] g
1 per4.0ft2/2x2 ftgrid
Plywood, ——— e} o o . .
” One or more, . ] ® | Tremco TPA induction-
W-246. APA, 15/32”, BURmastic Glass One or m(?re I.ayers, Dekfast DF-#15-PH3 with SFS isoweld® F1- 20 typ welded with SFS isoweld® -45.0*%
rating 32/16, Plv. loose laid any combination P-6.8-PVC Plate 3000 tool
Grade CDX Vi T _T T T o :
1
Ll
Code Dekfast DF-#15-PH3 with SFS isoweld® F1-
minimum One or more, One or more lavers P_6.8-PVC Plate installed through to engage Fastener spaced max. 18-inch o.c. in staggered rows Min. 80-mil Tremco TPA
W-247. plywood or BURmastic Glass - Vers, ) . g g & spaced max. 24-inch o.c. along wood structural induction-welded with SFS -97.5
0SB (NO Plv. loose laid any combination wood structural members, minimum 1-inch members isoweld® 3000 tool
4 embedment. (Field W/D > 585 Ibf) ’
HVHZ).
OMG RHINOBOND:
1 per 2.7 ft?
Plywood © © °
APA, 15/327, | Oneormore, One or more layers, Tremco #1510 XHD Fastener with OMG i Min. 80-mil Tremco TPA 375
W-248. ) BURmastic Glass - ; . —o0 o o o induction-welded with (NO
rating 32/16, ) any combination RhinoBond Insulation Plate (PVC) R
Ply, loose laid 15 Typ OMG RhinoBond tool. HVHZ)
Grade CDX
w7 i ? °
] o]
1 per4.0ft2/2x2 ftgrid
Plywood, -— 0 o o] 0 ) )
APA, 15/32”, One or mpre, One or more layers, Tremco #1510 XHD Fastener with OMG | .Mm' 89—m|| Tremco .TPA
W-249. . BURmastic Glass . . . L induction-welded with -45.0*
rating 32/16, Plv. loose laid any combination RhinoBond Insulation Plate (PVC) OMG RhinoBond tool
Grade CDX v T —T T T ° :
1
Ll
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ACCREDITED
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 16: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER
System Deck slip Sheet "‘“’.2"23'.3?22132?’ or Attachment Roof Cover (3.1.4 MDP
No. (4.1.2) (Optional) Fastener (4.2.3) Density / Pattern = (psf)
(3.1.2,4.2.3)
TRUFAST PVC IW PLATES:
1 per 2.7 ft?
— o] (o] . .
Plywood, One or more L Min. 80-mil Tremco TPA 37.5
APA, 15/32”, 7 One or more layers, Tremco #15 EHD Fastener with Trufast PVC ‘ induction-welded with =
W-250. . BURmastic Glass - —0 [¢] [o} . R (NO
rating 32/16, PIv. loose laid any combination IW Plate Trufast Induction Welding HVHZ)
Grade CDX Vr s e Tool.
i —% ? 9
-io-| g
1 per4.0ft2/2x2 ftgrid
Plywood, One or more |_—0 o o Min. 80-mil Tremco TPA
APA, 15/32”, o One or more layers, Tremco #15 EHD Fastener with Trufast PVC induction-welded with
W-251. . BURmastic Glass . 20 Typ . . -45.0*
rating 32/16, PIv. loose laid any combination IW Plate Trufast Induction Welding
Grade CDX v T —T T T Tool.
1
Ll
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 1H: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
Insulation Layer (3.1.2, 4.2.3) Roof Cover
SR Deck (4.1.2) Attach Fastener Spaci Lap Width | Row Spaci Seam Weld MDE
.1. ac astener Spacing ap Wi ow Spacing eam We
No. T M Fast (4.2.3) (psf)
Lt (3.1.2) embrane astener (incho.c.) (inch) (inch o.c.) (inch)
PI d, APA
23\//\1_;,’(2’? r’atin ! Tremco #15 EHD Fastener with Tremco 2.4”
48/24 IGradeg Min. 1.5-inch, one or prelim Barbed Metal Seam Plate or Tremco #1510 -30.0
W-252. CDX o,r nominal more layers, any Attach.ed TPA XHD Fastener with OMG 2-3/8 in. XHD Barbed 18 5 73 1.5 (NO
L-inch wood combination Seam Plate or OMG 2-3/8 in Eyehook Seam HVHZ)
Plate
plank
Plywood, APA,
421;;;421 ,Gr;‘:\;;r;g Min. 1.5-inch, one or prelim Tremco #1211 Fastener or Tremco #1410
W-253. DX o’r nominal more layers, any Attachéd TPA Fastener with OMG 2” Barbed Plastic Seam 6 6 72 2 -45.0
L-inch wood combination Plate
plank
;g]/\gg?dr’a?;A’ Tremco #15 EHD Fastener with Tremco 2.4”
48/24 ,Gradeg Min. 1.5-inch, one or prelim Barbed Metal Seam Plate or Tremco #1510
W-254. CDX o’r nominal more layers, any Attach.ed TPA XHD Fastener with OMG 2-3/8 in. XHD Barbed 12 5 73 1.5 -45.0
1-inch wood combination Seam Plate or OMG 2-3/8 in Eyehook Seam
Plate
plank
:g/v;g?dr’a?;A’ Tremco #1211 Fastener or Tremco #1410
48/24 'Gradeg Min. 1.5-inch, one or prelim Fastener with OMG 2” Barbed Plastic Seam
W-255. CDX o,r nominal more layers, any Attachéd TPA Plate applied through the roof cover. A 6-inch 6 2 96 2 -45.0
1-inch wood combination wide strip of membrane is then heat-welded
over the fastener rows.
plank
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Report No.: FL16425-R10

NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 11: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER
Thermal Barrier (3.1.2, 4.2.3) Roof Cover
BT Deck (4.1.2) Attach Fastener Spaci Lap Width | Row Spaci Seam Weld M( DP)
No. -1, astener Spacing ap Wi ow Spacing eam We| Sf
Type (3.1.2) REmbE R L] (inch o.c.) (inch) (inch o.c.) (inch)
Plywood, APA, 23/32”,
rating 48/24, Grade CDX
or nominal 1-inch wood Min. 0.5-inch gypsum- or prelim Tremco #15 EHD Fastener with -22.5
W-256. plankPlywood, APA, cement-based thermal Attach;ed TPA Tremco 2.4” Barbed Metal Seam 18 5 73 15 (NO
23/32”, rating 48/24, barrier Plate HVHZ)
Grade CDX or nominal 1-
inch wood plank
f;»tlnlozdz’/?gAé:agézzcl’)x Min. 0.5-inch gypsum- or prelim Tremco #15 EHD Fastener with -37.5
W-257. . . cement-based thermal ’ TPA Tremco 2.4” Barbed Metal Seam 9 6 72 1.5 (NO
or nominal 1-inch wood X Attached
barrier Plate HVHZ)
plank
f;»tlnlozdz’/?gAé:agézzcl’)x Min. 0.5-inch gypsum- or prelim Tremco #15 EHD Fastener with
W-258. g ; . cement-based thermal ’ TPA Tremco 2.4” Barbed Metal Seam 6 6 72 1.5 -45.0
or nominal 1-inch wood . Attached
barrier Plate
plank
Plywood, APA, 23/32”,
rating 48/24, Grade CDX
or nominal 1-inch wood Min. 0.5-inch gypsum- or prelim Tremco #1211 Fastener or Tremco
W-259. plankPlywood, APA, cement-based thermal Attach;ed TPA #1410 Fastener with OMG 2” 6 6 72 2 -45.0
23/32”, rating 48/24, barrier Barbed Plastic Seam Plate
Grade CDX or nominal 1-
inch wood plank
PIy.wood, APA, 23/32", Tremco #1211 Fastener or Tremco
rating 48/24, Grade CDX . ”
. R . . #1410 Fastener with OMG 2
or nominal 1-inch wood Min. 0.5-inch gypsum- or Prelim Barbed Plastic Seam Plate applied
W-260. plankPlywood, APA, cement-based thermal ! TPA p.p 6 2 96 2 -45.0
PR . Attached through the roof cover. A 6-inch
23/32”, rating 48/24, barrier N - .
R wide strip of membrane is then
Grade CDX or nominal 1-
. heat-welded over the fastener rows.
inch wood plank
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NEMO |cert ISO/IEC 17065  PCA-145

TABLE 2A: STEEL DECKS — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
. Min. 2-inch Trisotech G, Trisotech . Additional Insulation Layer(s): (Optional)
i\/hr;. ;2 £a. CGF, Trisotech, ISO 95+ GL, Multi- IC.)RCFI;-\E,VJ;}Zr—lnch Min. 1-inch base insulation ?Eié/_\
S-1. ype 5, None None Max FA3, RESISTA, Ultra-Max or oc. levery Coverboard: Min. 0.5-inch DensDeck LRFIA, 12-incho.c. | None None -60.0
Grade 40 . other deck - ) or BB2-
Styrofoam Brand Roofmate, Highload Prime or SECUROCK Gypsum-Fiber Roof
steel flange) TPALV
60 or Plazamate Board
Min. 22 ga., Min. 2—inch Trisotech q, Trisotech LRFIA(BG), Ad'ditio.nal Insulat.ion Layer(sl: (Optional) BB1-
tvoe B CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c Min. 1-inch base insulation LRFIA(BG), 12-inch TPABA
S-2. ypes, None None GL, RESISTA, Ultra-Max or Styrofoam o Coverboard: Min. 0.5-inch DensDeck ’ None None -60.0
Grade 40 ) (every other _—— : o.c. or BB2-
Brand Roofmate, Highload 60 or Prime or SECUROCK Gypsum-Fiber Roof
steel deck flange) TPALV
Plazamate Board
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech tii:ﬁ(ng) BB1-
53 type B, None None CGF, Trisotech, H-Shield, Multi-Max 12-inch o :: Min. 0.5-inch SECUROCK Gypsum-Fiber LRFIA or LFRIA(BG), None None TPABA 75.0
' Grade 80 FA3 or Styrofoam Brand Roofmate, (ever otll1e.r Roof Board 12-inch o.c. or BB2- ’
steel Highload 60 or Plazamate ¥ TPALV
deck flange)
Min. 22 ga., LRFIA or BB1-
tvbe B LRFIA(BG), 6- TPABA
S-4. ypes, None None Min. 0.25-inch DensDeck Prime inch o.c. None N/A None None -82.5*
Grade 80 (every deck or BB2-
steel Y TPALV
flange)
(Optional) Min. 0.5-inch DensDeck, DensDeck
. Tremco AVC Prime, DEXcell FA Glass Mat Roof LRFIA or
Min. 2283, | \embrane Board or SECUROCK Gypsum-Fiber LRFIA(BG), 6- BB1-
type B, . Tremco . y.p N . ! Min. 0.5-inch DensDeck Prime or LRFIA or LRFIA(BG), TPABA
S-5. Primer or Roof Board, min. 7/16-inch DEXcell inch o.c. X R None None -90.0*
Grade 40 AVC Max . SECUROCK Gypsum-Fiber Roof Board 6-inch o.c. or BB2-
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck TPALY
Membrane inch Trisotech G, Trisotech CGF or flange)
Primer (WB) Trisotech
. Min. 2-inch Trisotech G, Trisotech ) Additional Insulation Layer(s): (Optional)
lV“:: ;2 ga., CGF, Trisotech, 1SO 95+ GL, Multi- ;RCFIthzr-mCh Min. 1-inch base insulation '?E»;A
S-6. ype B, None None Max FA3, RESISTA, Ultra-Max or "~ 4 Coverboard: Min. 0.5-inch DensDeck LRFIA, 6-inch o.c. None None -97.5
Grade 40 X other deck _— N or BB2-
Styrofoam Brand Roofmate, Highload Prime or SECUROCK Gypsum-Fiber Roof
steel flange) TPALV
60 or Plazamate Board
Min. 22 ga., Min. 2—inch Trisotech G,i’ Trisotech LRFIA(BG), Ac!ditio.nal Insulat.ion Layer(s): (Optional) BRI
tve B CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c Min. 1-inch base insulation LRFIA(BG), 6-inch TPABA
S-7. ype B, None None GL, RESISTA, Ultra-Max or Styrofoam o Coverboard: Min. 0.5-inch DensDeck ’ None None -97.5
Grade 40 R (every other _— i o.c. or BB2-
Brand Roofmate, Highload 60 or Prime or SECUROCK Gypsum-Fiber Roof
steel deck flange) TPALV
Plazamate Board
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
. LRFIA or
l\/hr;. ;2 £a. Min. 0.5-inch DensDeck Prime or LRFIA(BG), ?E;BA
5-8. ngde,4O None None min. 0.25-inch SECUROCK Gypsum- 12-inch o.c. None N/A None None orBmy. | 1125
Fiber Roof Board (every other
steel TPALV
deck flange)
Additional Insulation Layer(s): (Optional
Min. 22 ga., PSFA, 12-inch X X X V (©Op ) BB1-
type B Min. 2-inch Trisotech G or Trisotech (ever Min. -inch base insulation TPABA
S-9. ype b, None None : ¢ sotech & or Trisotec 0. levery Coverboard: Min. 0.5-inch DensDeck PSFA, 12-inch o.c. None None -60.0
Grade 40 CGF other deck — . or BB2-
Prime or SECUROCK Gypsum-Fiber Roof
steel flange) TPALV
Board
Min. 22 ga., PSFA, 12-inch BB1-
type B, Min. 1.5-inch Trisotech G or Trisotech | o.c. (every Min. 0.5-inch SECUROCK Gypsum-Fiber . TPABA
S-10. Grade 80 None None CGF other deck Roof Board PSFA, 12-inch o.c. None None or BB2- -75.0
steel flange) TPALV
lv": ;2 ga. PSFA, 6-inch ?Eié A
S-11. ype B, None None Min. 0.25-inch DensDeck Prime o.c. (every None N/A None None -82.5%
Grade 80 deck flange) or BB2-
steel 8 TPALV
(Optional) Min. 0.5-inch DensDeck, DensDeck
. Tremco AVC Prime, DEXcell FA Glass Mat Roof
Min. 22 ga., Membrane Board or SECUROCK Gypsum-Fiber PSFA, 6-inch BB1-
type B, . Tremco . y.p ! Min. 0.5-inch DensDeck Prime or . TPABA
S-12. Primer or Roof Board, min. 7/16-inch DEXcell o.c. (every . PSFA, 6-inch o.c. None None -90.0*
Grade 40 AVC Max . SECUROCK Gypsum-Fiber Roof Board or BB2-
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) TPALY
Membrane inch Trisotech G, Trisotech CGF or
Primer (WB) Trisotech
Min. 22 ga., PSFA, 12-inch Ad_ditIO_naI Insulat_ion La\_/er(s); (Optional) 651,
type B Min. 2-inch Trisotech G or Trisotech o.c. (even Min. 1-inch base insulation TPABA
$-13. ype B None None : €. (every Coverboard: Min. 0.5-inch DensDeck PSFA, 6-inch o.c. None None -97.5
Grade 40 CGF other deck ﬁCUROCK G Fiber Roof or BB2-
steel flange) B:)IZ:’Z or ypsum-Fiber Roo TPALV
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NEMO|cert. ISO/IEC 17065
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SyYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
P (3.1.3) b (3.1.3) Y & PFlY
l\/hr;. ;2 ga. Min. 0.5-inch DensDeck Prime or zSCFA(,eizl:mch ?E}\Iy_\
S-14. YPe B, None None min. 0.25-inch SECUROCK Gypsum- " v None N/A None None -112.5
Grade 40 Fiber Roof Board other deck or BB2-
steel flange) TPALV
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech LRFIA or Additional Insulation Layer(s): (Optional) BP-AA, (Optional)
X R . LRFIA(BG), X - . . SBS-AA, BP-AA, FB1-HA
type B, CGF, Trisotech, H-Shield, Multi-Max . Min. 1-inch base insulation LRFIA or LFRIA(BG),
S-15. None None 12-inch o.c. . . . BP-SEBS SBS-AA, or FB2- -52.5
Grade 40 FA3 or Styrofoam Brand Roofmate, Coverboard: Min. 0.125-inch TremBoard 12-inch o.c.
steel Highload 60 or Plazamate (every other ac or SBS- BP-SEBS or | THERM
g deck flange) SEBS SBS-SEBS
Additional Insulation Layer(s): (Optional)
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation BP-AA, (Optional)
Min. 22 ga., . . LRFIA, 12-inch R i
A '”e " g2 CGF, Trisotech, ISO 95+ GL, Multi- orc {over NN\ Coverboard: Min. 0.5-inch DensDeck SBS-AA, | BP-AA, FB1-HA
s-16. Gyr'z e 40 None None Max FA3, RESISTA, Ultra-Max or Jo decT( Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 12-inch o.c. | BP-SEBS | SBS-AA, orfB2- | -60.0
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board or SBS- BP-SEBS or | THERM
60 or Plazamate e or min. 7/16-inch DEXcell Cement Roof SEBS SBS-SEBS
Board
Additional Insulation Layer(s): (Optional)
Min. 22 ga., Min. 2-!nch Trisotech G., Trisotech LRFIA(BG), Min. 1-inch bas.e |nsu|§tlon BP-AA, (Optional)
tvbe B CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 12-inch SBS-AA, BP-AA, FB1-HA
S-17. (;/rF;de,4O None None GL, RESISTA, Ultra-Max or Styrofoam (ever otI.1e.r Prime, SECUROCK Gypsum-Fiber Roof oc ! BP-SEBS SBS-AA, or FB2- -60.0
steel Brand Roofmate, Highload 60 or deck\fllan o) Board or SECUROCK Cement Roof Board o or SBS- BP-SEBS or | THERM
Plazamate 8 or min. 7/16-inch DEXcell Cement Roof SEBS SBS-SEBS
Board
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech ::EE::(%;) Min. 0.5-inch SECUROCK Gypsum-Fiber SBS;—A:A g%?zznal) FB1-HA
type B, CGF, Trisotech, H-Shield, Multi-Max . ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), 4 .
S-18. None None 12-inch o.c. . X X BP-SEBS SBS-AA, or FB2- -75.0
Grade 80 FA3 or Styrofoam Brand Roofmate, Board or min. 7/16-inch DEXcell Cement 12-inch o.c.
steel Highload 60 or Plazamate (every other Roof Board or SBS- BP-SEBS or | THERM
g deck flange) SEBS SBS-SEBS
Additional Insulation Layer(s): (Optional)
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation BP-AA, (Optional)
:/'”L_' ;2 ga CGF, Trisotech, SO 95+ GL, Multi- (L)RCF':ZVZZr""Ch Coverboard: Min. 0.5-inch DensDeck SBS-AA, | BP-AA, FB1-HA
S-19. gride’40 None None Max FA3, RESISTA, Ultra-Max or o‘th.er dec»II< Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 6-inch o.c. BP-SEBS SBS-AA, or FB2- -97.5
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board or SBS- BP-SEBS or | THERM
60 or Plazamate g or min. 7/16-inch DEXcell Cement Roof SEBS SBS-SEBS
Board
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NEMO|cert. ISO/IEC 17065
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type e Type . Base Ply Ply CapPly | (psf)
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 ga. Tremco AVC Prime, DEXcell FA Glass Mat Roof LRFIA or Min. 0.5-inch DensDeck, DensDeck Prime, BP-AA, (Optional)
type B ’ Membrane Tremco Board or SECUROCK Gypsum-Fiber LRFIA(BG), 6- DEXcell FA Glass Mat Roof Board or LRFIA or LRFIA(BG) SBS-AA, BP-AA, FB1-HA
S-20. Grade,40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell inch o.c. SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c. ! BP-SEBS SBS-AA, or FB2- -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck min. 7/16-inch DEXcell Cement Roof or SBS- BP-SEBS or | THERM
Membrane inch Trisotech G, Trisotech CGF or flange) Board SEBS SBS-SEBS
Primer (WB) Trisotech
Additional Insulation Layer(s): (Optional)
Min. 22 ga., Min. 2-i'nch Trisotech G., Trisotech LRFIA(BG), Min. 1-inch bas.e insulétion BP-AA, (Optional)
type B, CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c. querboard: Min. 0.5-inch Dz?nsDeck LRFIA(BG), 6-inch SBS-AA, BP-AA, FB1-HA
S-21. Grade 40 None None GL, RESISTA, Ultra-Max or Styrofoam (every other Prime, SECUROCK Gypsum-Fiber Roof oc. BP-SEBS SBS-AA, or FB2- -97.5
steel Brand Roofmate, Highload 60 or deck flange) Board or SECUROCK Cement Roof Board or SBS- BP-SEBS or | THERM
Plazamate or min. 7/16-inch DEXcell Cement Roof SEBS SBS-SEBS
Board
type B DensDeck Prime, min. 0.5-inch LRFIA(BG), SBS-AA, BP-AA, FB1-HA
S-22. ’ None None ! 12-inch o.c. None N/A BP-SEBS SBS-AA, or FB2- -97.5
Grade 40 SECUROCK Cement Roof Board or
steel min. 7/16-inch DEXcell Cement Roof (every other or 5BS- BP-SEBS or | THERM
deck flange) SEBS SBS-SEBS
Board
Min. 22 ga., PSFA, 12-inch Additional Insulation Layer(s): (Optional) BP-AA, (Optional)
type B Min. 1.5-inch Trisotech G or Trisotech | o.c. (every Min. 1-inch base insulation SBS-AA, BP-AA, FB-HA
S-23. ’ None None R . PSFA, 12-inch o.c. BP-SEBS SBS-AA, or FB2- -52.5
Grade 40 CGF other deck Coverboard: Min. 0.125-inch TremBoard
steel flange) AC or SBS- BP-SEBS or | THERM
SEBS SBS-SEBS
Min. 22 ga., PSFA, 12-inch Additional Insulation Layer(s): (Optional) BP-AA, (Optional)
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation ) SBS-AA, BP-AA, FBL-HA
S Grade 40 None None CGF other deck Coverboard: Min. 0.5-inch DensDeck PSFA, 12-inch o.c. BP-SEBS SBS-AA, or FB2- -60.0
| flange) Prime or SBS- BP-SEBS or THERM
stee g SEBS SBS-SEBS
R . BP-AA, (Optional)
:c:::e ;2 & Min. 1.5-inch Trisotech G or Trisotech z.ScF.A(:E\ir;/nCh Min. 0.5-inch SECUROCK Gypsum-Fiber SBS-AA, BP-AA, FB1-HA
S-25. GradeISO None None CGF other deck Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. BP-SEBS SBS-AA, or FB2- -75.0
steel flange) Cement Roof Board or SBS- BP-SEBS or | THERM
SEBS SBS-SEBS
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 ga. Tremco AVC Prime, DEXcell FA Glass Mat Roof Min. 0.5-inch DensDeck, DensDeck Prime, BP-AA, (Optional)
type B ’ Membrane Tremco Board or SECUROCK Gypsum-Fiber PSFA, 6-inch DEXcell FA Glass Mat Roof Board or SBS-AA, BP-AA, FB1-HA
S-26. Grade’40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell o.c. (every SECUROCK Gypsum-Fiber Roof Board or PSFA, 6-inch o.c. BP-SEBS SBS-AA, or FB2- -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) min. 7/16-inch DEXcell Cement Roof or SBS- BP-SEBS or | THERM
Membrane inch Trisotech G, Trisotech CGF or Board SEBS SBS-SEBS
Primer (WB) Trisotech
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
4 . Ad'ditio'nal Insulat.ion Layer(sl: (Optional) BP-AA, (Optional)
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation
type B Min. 2-inch Trisotech G or Trisotech o.c. (ever Coverboard: Min. 0.5-inch DensDeck SBS-AA, BP-AA, FB1-HA
$-27. ype S, None None : €. (every =OVETDOATE: M. ©. _ PSFA, 6-inch o.c. BP-SEBS | SBS-AA, orfB2- | -97.5
Grade 40 CGF other deck Prime, SECUROCK Gypsum-Fiber Roof
) . or SBS- BP-SEBS or | THERM
steel flange) Board or min. 7/16-inch DEXcell Cement
SEBS SBS-SEBS
Roof Board
Min. 22 ga., Min. 0.25-inch SECUROCK Gypsum- | PSFA, 12-inch BP-AA, (Optional)
type B Fiber Roof Board, min. 0.5-inch o.c. (ever SBS-AA, BP-AA, FB1-HA
$-28. ype 5, None None oard, min. L. nct ¢ levery None N/A BP-SEBS | SBS-AA, orfB2- | 975
Grade 40 DensDeck Prime or min. 7/16-inch other deck
steel DEXcell Cement Roof Board flange) or SBS- BP-SEBS or | THERM
& SEBS SBS-SEBS
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
. Min. 2-inch Trisotech G, Trisotech ) Ad-d|t|o-nal Insulatllon Layei(gl: (Optional)
Min. 22 ga., ) . LRFIA, 12-inch | Min. 1-inch base insulation FB3-
type B CGF, Trisotech, IS0 95+ GL, Multi- o.c. (ever Coverboard: Min. 0.5-inch DensDeck TPABA
$-29. ype 5, None None Max FA3, RESISTA, Ultra-Max or . levery =overboare: Min. ©.5-inch Densvec LRFIA, 12-incho.c. | None None -60.0
Grade 40 Styrofoam Brand Roofmate. Highload other deck Prime or SECUROCK Gypsum-Fiber Roof or FB4-
steel ¥ » Mg flange) Board or min. 7/16-inch DEXcell Cement FBWB
60 or Plazamate
Roof Board
. Min. 2-inch Trisotech G, Trisotech Ad-d|t|o-nal Insulatllon Layg(gz (Optional)
Min. 22 ga., CGF. Trisotech or H-Shield. 1SO 95+ LRFIA(BG), Min. 1-inch base insulation FB3-
type B, 4 ! 12-inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 12-inch TPABA
S-30. None None GL, RESISTA, Ultra-Max or Styrofoam - X None None -60.0
Grade 40 Brand Roofmate. Highload 60 or (every other Prime or SECUROCK Gypsum-Fiber Roof o.c. or FB4-
steel »Hig deck flange) Board or min. 7/16-inch DEXcell Cement FBWB
Plazamate
Roof Board
LRFIA or
Min. 22 ga. Min. 1.5-inch Trisotech G, Trisotech . . ) FB3-
’ ! Min. 0.5-inch SECUROCK -F
type B, CGF, Trisotech, H-Shield, Multi-Max | SR A(BG) in. 0.5-inch SECUROCK Gypsum-Fiber LRFIA or LFRIA(BG), TPABA
S-31. None None 12-inch o.c. Roof Board or min. 7/16-inch DEXcell . None None -75.0
Grade 80 FA3 or Styrofoam Brand Roofmate, 12-inch o.c. or FB4-
. (every other Cement Roof Board
steel Highload 60 or Plazamate FBWB
deck flange)
Min. 22 ga., tﬁi:ﬁ(%re) . FB3-
S-32. type B, None None Min. 0.25-inch DensDeck Prime inch o.c. None N/A None None TPABA -82.5*
Grade 80 (every deck or FB4-
steel ¥ FBWB
flange)
(Optional) Min. 0.5-inch DensDeck, DensDeck
i 22, | TR e oA Gkt | U | i as ook rimec
type B, ) Tremco . y.p . ! SECUROCK Gypsum-Fiber Roof Board or LRFIA or LRFIA(BG), TPABA
S-33. Primer or Roof Board, min. 7/16-inch DEXcell inch o.c. R X R None None -90.0*
Grade 40 AVC Max R min. 7/16-inch DEXcell Cement Roof 6-inch o.c. or FB4-
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck Board FBWB
Membrane inch Trisotech G, Trisotech CGF or flange)
Primer (WB) Trisotech
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
X X i . Additional Insulation Layer(s): (Optional)
Min. 22 ga., Min. 2—!nch Trisotech G, TrISOtec,h LRFIA, 12-inch | Min. 1-inch base insulation FB3-
tvbe B CGF, Trisotech, 1SO 95+ GL, Multi- o.c. (ever c board: Min. 0.5-inch DensDeck TPABA
s34, ype S, None None Max FA3, RESISTA, Ultra-Max or ¢ levery =ouernoara: Min. ©.5-inch Densvec LRFIA, 6-inch o.c. None None -97.5
Grade 40 ) other deck Prime or SECUROCK Gypsum-Fiber Roof or FB4-
Styrofoam Brand Roofmate, Highload A R
steel flange) Board or min. 7/16-inch DEXcell Cement FBWB
60 or Plazamate
Roof Board
Additional Insulation L : ional
. Min. 2-inch Trisotech G, Trisotech d-dltlo-na nsd atllon ayer(s) (Optional)
Min. 22 ga., . . LRFIA(BG), Min. 1-inch base insulation FB3-
CGF, Trisotech or H-Shield, ISO 95+ . R i .
type B, 12-inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6-inch TPABA
S-35. None None GL, RESISTA, Ultra-Max or Styrofoam - ) None None -97.5
Grade 40 ) (every other Prime or SECUROCK Gypsum-Fiber Roof o.c. or FB4-
Brand Roofmate, Highload 60 or R )
steel deck flange) Board or min. 7/16-inch DEXcell Cement FBWB
Plazamate
Roof Board
Min. 22 ga., Min. 0.5-inch DensDeck Prime or tsi:ﬁ(?{(}) FB3-
type B, min. 0.25-inch SECUROCK Gypsum- . ! TPABA
s Grade 40 None None Fiber Roof Board or min. 7/16-inch (1:\;2:‘::3'1; None N/A None None or FB4- 1125
steel DEXcell Cement Roof Board ¥ FBWB
deck flange)
Additional Insulation Layer(s): (Optional)
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation FB3-
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Coverboard: Min. 0.5-inch DensDeck ) TPABA
537 | Gradeao | NoMe None CGF other deck | Prime or SECUROCK Gypsum-Fiber Roof | "> 12inchoc. | None None orraa- | 00
steel flange) Board or min. 7/16-inch DEXcell Cement FBWB
Roof Board
:AIZ ;2 & Min. 1.5-inch Trisotech G or Trisotech ESCFA(‘;\ll:;'nCh Min. 0.5-inch SECUROCK Gypsum-Fiber 'T'EiBA
S-38. ype s, None None T " ¥ Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. None None -75.0
Grade 80 CGF other deck Cement Roof Board or FB4-
steel flange) FBWB
lv": ;2 ga. PSFA, 6-inch ig‘; A
S-39. ype B, None None Min. 0.25-inch DensDeck Prime o.c. (every None N/A None None -82.5%
Grade 80 deck flange) or FB4-
steel 8 FBWB
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 ga., Tremco AVC Prime, DEXcell FA Glass Mat RO.Of . Min. 0.5-inch DensDeck Prime or FB3-
Membrane Board or SECUROCK Gypsum-Fiber PSFA, 6-inch )
type B, - Tremco . ; SECUROCK Gypsum-Fiber Roof Board or . TPABA
S-40. Primer or Roof Board, min. 7/16-inch DEXcell o.c. (every R . PSFA, 6-inch o.c. None None -90.0*
Grade 40 AVC Max R min. 7/16-inch DEXcell Cement Roof or FB4-
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) Board FBWB
Membrane inch Trisotech G, Trisotech CGF or
Primer (WB) Trisotech
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
Additional Insulation Layer(s): (Optional)
Min. 22 ga., PSFA, 12-inch | Min. 1-inch base insulation FB3-
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Coverboard: Min. 0.5-inch DensDeck . TPABA
>4 | Grageao | Nome None CGF otherdeck | Prime or SECUROCK Gypsum-Fiber Roof | '~ &1n€ch 0. None None orrea- | 973
steel flange) Board or min. 7/16-inch DEXcell Cement FBWB
Roof Board
Min. 22 ga., Min. 0.5-inch DensDeck Prime, min. PSFA, 12-inch FB3-
type B, 0.25-inch SECUROCK Gypsum-Fiber o.c. (every TPABA
e Grade 40 None None Roof Board or min. 7/16-inch DEXcell other deck None N/A None None or FB4- 1125
steel Cement Roof Board flange) FBWB
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
" ) ) FBS-
. Min. 2-inch Trisotech G, Trisotech . Additional Insulation Laver(s): (Optional) TLRA, 6-
Min. 22 ga., ) . LRFIA, 12-inch | Min. 1-inch base insulation .
type B CGF, Trisotech, IS0 95+ GL, Multi- o.c. (ever Coverboard: Min. 0.5-inch DensDeck inch
5-43. ype S, None None Max FA3, RESISTA, Ultra-Max or ¢ levery ~Querboarg: Vin. 1. : LRFIA, 12-inch o.c. | None None ocor | -60.0
Grade 40 . other deck Prime or SECUROCK Gypsum-Fiber Roof
Styrofoam Brand Roofmate, Highload . X FB7-
steel flange) Board or min. 7/16-inch DEXcell Cement
60 or Plazamate PSFA,
Roof Board
spatter
Additional Insulation Layer(s): (Optional) FB>-
. Min. 2-inch Trisotech G, Trisotech i Hon saverisl: {5p TLRA, 6-
Min. 22 ga., ) . LRFIA(BG), Min. 1-inch base insulation .
CGF, Trisotech or H-Shield, ISO 95+ . R . . inch
type B, 12-inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 12-inch
S-44. None None GL, RESISTA, Ultra-Max or Styrofoam - . None None o.c.or -60.0
Grade 40 ) (every other Prime or SECUROCK Gypsum-Fiber Roof o.c.
Brand Roofmate, Highload 60 or R ) FB7-
steel deck flange) Board or min. 7/16-inch DEXcell Cement
Plazamate PSFA,
Roof Board
spatter
FBS-
) . . ) i LRFIA or TLRA, 6-
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech | o) g Min. 0.5-inch SECUROCK Gypsum-Fiber inch
type B, CGF, Trisotech, H-Shield, Multi-Max . . R LRFIA or LFRIA(BG),
S-45. None None 12-inch o.c. Roof Board or min. 7/16-inch DEXcell . None None o.c.or -75.0
Grade 80 FA3 or Styrofoam Brand Roofmate, 12-inch o.c.
steel Highload 60 or Plazamate (every other Cement Roof Board FB7-
g deck flange) PSFA,
spatter
FBS-
LRFIA or TLRA, 6-
in. 22 ga. . !
:’"Z . ga. LRFIA(BG), 6- inch
S-46. ypes, None None Min. 0.25-inch DensDeck Prime inch o.c. None N/A None None o.c.or -82.5*
Grade 80
steel (every deck FB7-
flange) PSFA,
spatter
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
ot oot | AT .| M 05 bersck primecr
type B, . Tremco . y.p . ’ SECUROCK Gypsum-Fiber Roof Board or LRFIA or LRFIA(BG),
S-47. Primer or Roof Board, min. 7/16-inch DEXcell inch o.c. R . R None None o.c.or -90.0*
Grade 40 AVC Max R min. 7/16-inch DEXcell Cement Roof 6-inch o.c.
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck Board FB7-
Membrane inch Trisotech G, Trisotech CGF or flange) PSFA,
Primer (WB) Trisotech spatter
. . . FB5-
Min. 22 ga Min. Z1inch Trisotech G, Trisotech LRFIA, 12-inch :/ldi:Itllcjir:\Tt:r:aiI:ti:;Lat\i/jr:(S). (optiona) TLRA, 6-
g & CGF, Trisotech, SO 95+ GL, Multi- 0. (over oo ereDeck inch
S-48. ypes, None None Max FA3, RESISTA, Ultra-Max or " M M' n. U.>-nc en§ ec LRFIA, 6-inch o.c. None None o.c. or -97.5
Grade 40 . other deck Prime or SECUROCK Gypsum-Fiber Roof
Styrofoam Brand Roofmate, Highload 5 ) FB7-
steel flange) Board or min. 7/16-inch DEXcell Cement
60 or Plazamate ¢ d PSFA,
Roof Boar spatter
Additional Insulation Layer(s): (Optional) FB>-
. Min. 2-inch Trisotech G, Trisotech - Jontavensh: (5P TLRA, 6-
Min. 22 ga., ) . LRFIA(BG), Min. 1-inch base insulation K
tve B CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c s board: Min. 0.5-inch Densbeck LRFIA(BG), 6-inch inch
S-49. ype B None None GL, RESISTA, Ultra-Max or Styrofoam - LOVErDoare: Viin. .5-inch Densuec ’ None None o.c.or -97.5
Grade 40 ) (every other Prime or SECUROCK Gypsum-Fiber Roof o.c.
Brand Roofmate, Highload 60 or . X FB7-
steel deck flange) Board or min. 7/16-inch DEXcell Cement
Plazamate PSFA,
Roof Board
spatter
FB5-
. LRFIA or TLRA, 6-
lv": ;2 ga. LRFIA(BG), inch
S-50. ype B, None None Min. 0.5-inch DensDeck Prime 12-inch o.c. None N/A None None o.c.or -112.5
Grade 40
steel (every other FB7-
deck flange) PSFA,
spatter
FB5-
Min. 22 ga LRFIA or TLRA, 4-
tvoe B ga., Min. 0.25-inch SECUROCK Gypsum- LRFIA(BG), inch
S-51. ng;de,4O None None Fiber Roof Board or min. 7/16-inch 12-inch o.c. None N/A None None o.c.or -135.0
steel DEXcell Cement Roof Board (every other FB7-
deck flange) PSFA,
spatter
FB5-
L| . . . L -
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech RFIA or Additional Insulation Layer(s): (Optional) . T RA, 4
. . . LRFIA(BG), . . - ’ BP-CAS (Optional) inch
type B, CGF, Trisotech, H-Shield, Multi-Max . Min. 1-inch base insulation LRFIA or LFRIA(BG),
S-52. None None 12-inch o.c. : ) . or SBS- BP-CAS or o.c.or -52.5
Grade 40 FA3 or Styrofoam Brand Roofmate, Coverboard: Min. 0.125-inch TremBoard 12-inch o.c.
steel Highload 60 or Plazamate (every other AC CAS SBS-CAS F87-
g deck flange) PSFA,
spatter
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type e Type . Base Ply Ply CapPly | (psf)
Additional Insulation Layer(s): (Optional) FB5-
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation TLRA, 4-
xg‘e ;2 ga. CGF, Trisotech, 1SO 95+ GL, Multi- S;'gvtzr;mh Coverboard: Min. 0.5-inch DensDeck BP-CA5 | (Optional) | inch
S-53. Grade,40 None None Max FA3, RESISTA, Ultra-Max or other deck Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 12-inch o.c. or SBS- BP-CAS or o.c.or -60.0
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board CA5 SBS-CAS FB7-
60 or Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
Additional Insulation Layer(s): (Optional) FB5-
Min. 22 ga., Min. 2-i'nch Trisotech G., Trisotech LRFIA(BG), Min. 1-inch bas‘e insulétion . TLRA, 4-
type B, CGF, Trisotech or H-Shield, 1SO 95+ 12-inch o.c. querboard: Min. 0.5-inch DgnsDeck LRFIA(BG), 12-inch BP-CAS5 (Optional) inch
S-54. Grade 40 None None GL, RESISTA, UItra—Max or Styrofoam (every other Prime, SECUROCK Gypsum-Fiber Roof o.c. or SBS- BP-CAS or o.c.or -60.0
steel Brand Roofmate, Highload 60 or deck flange) Board or SECUROCK Cement Roof Board CAS SBS-CAS FB7-
Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
FB5-
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech tsi:ﬁ(?{G) Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CAS (Optional) :;]LCRhA’ 4
type B, CGF, Trisotech, H-Shield, Multi-Max . ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG),
S-55. None None 12-inch o.c. . X . or SBS- BP-CAS or o.c.or -75.0
Grade 80 FA3 or Styrofoam Brand Roofmate, Board or min. 7/16-inch DEXcell Cement 12-inch o.c.
steel Highload 60 or Plazamate (every other Roof Board CAS SBS-CAS F87-
deck flange) PSFA,
spatter
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
Min. 22 ga., Tremco AVC Prime, DEXcell FA Glass Mat Rgof LRFIA or Min. 0.5-inch DensDeck, DensDeck Prime, . TLRA, 4-
type B Mfembrane Tremco Board or SECUBOCK GYpsum-Flber !_RFIA(BG), 6- DEXcell FA Glass Mat Boof Board or LRFIA or LRFIA(BG) BP-CA5 (Optional) inch
S-56. Grade,40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell inch o.c. SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c. ! or SBS- BP-CAS5 or o.c.or -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck min. 7/16-inch DEXcell Cement Roof CA5 SBS-CA5 FB7-
Membrane inch Trisotech G, Trisotech CGF or flange) Board PSFA,
Primer (WB) Trisotech spatter
Additional Insulation Layer(s): (Optional) FB5-
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation TLRA, 4-
x'p”e ;2 g3 CGF, Trisotech, ISO 95+ GL, Multi- S;'gvlezr;mh Coverboard: Min. 0.5-inch DensDeck BP-CA5 | (Optional) | inch
S-57. Grade,40 None None Max FA3, RESISTA, Ultra-Max or other deck Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 6-inch o.c. or SBS- BP-CA5 or o.c.or -97.5
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board CA5 SBS-CA5 FB7-
60 or Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
Additional Insulation Layer(s): (Optional) FB5-
. Min. 2-inch Trisotech G, Trisotech Min. 1-inch base insulation TLRA, 4-
xg; ;2 ga. CGF, Trisotech or H-Shield, ISO 95+ ;';FJ:(EE?; Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6-inch BP-CA5 (Optional) inch
S-58. Grade’4o None None GL, RESISTA, Ultra-Max or Styrofoam (every other Prime, SECUROCK Gypsum-Fiber Roof oc. ’ or SBS- BP-CAS5 or o.c.or -97.5
steel Brand Roofmate, Highload 60 or deck flange) Board or SECUROCK Cement Roof Board CA5 SBS-CAS FB7-
Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
. . FB5-
) M|n. 0.25-inch SECUBOCK Qypsum— LRFIA or TLRA, 4-
Min. 22 ga., Fiber Roof Board, Min. 0.5-inch . .
type B DensDeck Prime, min. 0.5-inch LRFIA(BG), BP-CAS (Optional) inch
S-59. ype s, None None ! y 12-inch o.c. None N/A or SBS- BP-CAS5 or o.c.or -97.5
Grade 40 SECUROCK Cement Roof Board or
; ) (every other CA5 SBS-CA5 FB7-
steel min. 7/16-inch DEXcell Cement Roof
deck flange) PSFA,
Board
spatter
FB5-
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech | LR~ OF Additional Insulation Layer(s): (Optional) ' TLRA, 4-
. . . LRFIA(BG), ’ . - . BP-CA6 (Optional) inch
type B, CGF, Trisotech, H-Shield, Multi-Max . Min. 1-inch base insulation LRFIA or LFRIA(BG),
S-60. None None 12-inch o.c. . . . or SBS- BP-CA6 or o.c.or -52.5
Grade 40 FA3 or Styrofoam Brand Roofmate, Coverboard: Min. 0.125-inch TremBoard 12-inch o.c.
steel Highload 60 or Plazamate (every other AC CAG SBS-CAG FB7-
g deck flange) PSFA,
spatter
. FB5-
o : . Additional Layer(s):
. LRFIA or Additional Insulation Layer(s): (Optional) dditional Laver(s TLRA, 4-
Min. 22 ga., ’ ; - ] LRFIA or LRFIA(BG), . X
tve B Min. 2-inch Trisotech G. Trisotech LRFIA(BG), Min. 1-inch base insulation 12-inch o.c BP-CA6 (Optional) inch
S-61. ype B, None None T ! 12-inch o.c. Coverboard: Min. 0.5-inch Structodek HD - or SBS- BP-CA6 or o.c. or -60.0
Grade 40 CGF, Trisotech or H-Shield - ’ . Coverboard: LRFIA
steel (every other with Primed Red Coating or DEXcell FA or LRFIA(BG), 6-inch CA6 SBS-CA6 FB7-
deck flange) Glass Mat Roof Board oc ! PSFA,
o spatter
- . . . FB5-
Additional Insulation Layer(s): (Optional) Additional Layer(s):
. LRFIA or X - . . TLRA, 4-
Min. 22 ga., LRFIA(BG) Min. 1-inch base insulation LRFIA or LRFIA(BG), BP-CAG (Optional) inch
562 type B, None None Min. 2-inch Trisotech G, Trisotech 12-inch ; Coverboard: Min. 1-inch MONOBOARD 12-inch o.c. or SBS- BP?CAS or o.c. or 60.0*
: Grade 40 CGF, Trisotech or H-Shield o Plus or Min. 2-inch TOPROCK DD Plus (no Coverboard: LRFIA - ’
(every other ) . ! o - CA6 SBS-CA6 FB7-
steel extrapolation permitted for ribbon or LRFIA(BG), 6-inch
deck flange) PSFA,
attachment) o.c.
spatter
Additional Insulation Layer(s): (Optional) FB5-
Min. 2-inch Trisotech G, Trisotech Min. 1-inch base insulation TLRA, 4-
Min. 22 ga. ! LRFIA, 12-inch !
. '”e . g3 CGF, Trisotech, ISO 95+ GL, Multi- orc. (over NN | coverboard: Min. 0.5-inch DensDeck BP-CA6 | (Optional) | inch
S-63. grgde,m None None Max FA3, RESISTA, Ultra-Max or o.th.er dec}i Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 12-inch o.c. or SBS- BP-CA6 or o.c.or -60.0
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board CA6 SBS-CA6 FB7-
60 or Plazamate 8 or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
Additional Insulation Layer(s): (Optional) FB5-
Min. 22 ga., Min. 2-inch Trisotech Q, Trisotech LRFIA(BG), Min. 1-inch bas.e insulétion . TLRA, 4-
tve B CGF, Trisotech or H-Shield, ISO 95+ 12-inch o.c Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 12-inch BP-CA6 (Optional) inch
S-64. GyrF;de’40 None None GL, RESISTA, Ultra-Max or Styrofoam (ever otr.1e.r Prime, SECUROCK Gypsum-Fiber Roof oc ’ or SBS- BP-CA6 or o.c. or -60.0
steel Brand Roofmate, Highload 60 or deck}llan o) Board or SECUROCK Cement Roof Board o CA6 SBS-CA6 FB7-
Plazamate e or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
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NEMO |cert. ISO/IEC 17065  PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type e Type . Base Ply Ply CapPly | (psf)
FB5-
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech tﬁi:ﬁ(c‘;) Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CAG (Optional) :;]LCRhA’ 4
type B, CGF, Trisotech, H-Shield, Multi-Max . ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG),
S-65. None None 12-inch o.c. : X . or SBS- BP-CA6 or o.c.or -75.0
Grade 80 FA3 or Styrofoam Brand Roofmate, Board or min. 7/16-inch DEXcell Cement 12-inch o.c.
steel Highload 60 or Plazamate (every other Roof Board CAG SBS-CAG F87-
deck flange) PSFA,
spatter
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
Min. 22 ga. Tremco AVC Prime, DEXcell FA Glass Mat Rc?of LRFIA or Min. 0.5-inch DensDeck, DensDeck Prime, ) TLRA, 4-
type B ’ Membrane Tremco Board or SECUROCK Gypsum-Fiber LRFIA(BG), 6- DEXcell FA Glass Mat Roof Board or LRFIA or LRFIA(BG) BP-CA6 (Optional) inch
S-66. Grade,40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell inch o.c. SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c. ! or SBS- BP-CA6 or o.c.or -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck min. 7/16-inch DEXcell Cement Roof CA6 SBS-CA6 FB7-
Membrane inch Trisotech G, Trisotech CGF or flange) Board PSFA,
Primer (WB) Trisotech spatter
FB5-
Min. 22 ga., Min. 0.5-inch DensDeck Prime, Min. LRFIA or . TLRA' 4
. . LRFIA(BG), BP-CA6 (Optional) inch
S-67. type B, None None 0.25-inch SECUROCK Gypsum-Fiber | ;' None N/A or SBS- BP-CA6or | o.c.or 975
Grade 40 Roof Board, Min. 0.5-inch SECUROCK
steel Cement Roof Board (every other CA6 SBS-CA6 FB7-
deck flange) PSFA,
spatter
Additional Insulation Layer(s): (Optional) FB5-
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation TLRA, 4-
x'p”e ;2 82 CGF, Trisotech, 1SO 95+ GL, Multi- t'f_'fe'vlezr;"c" Coverboard: Min. 0.5-inch DensDeck BP-CA6 | (Optional) | inch
S-68. Grade,40 None None Max FA3, RESISTA, Ultra-Max or other deck Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 6-inch o.c. or SBS- BP-CA6 or o.c.or -97.5
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board CA6 SBS-CA6 FB7-
60 or Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
Additional Insulation Layer(s): (Optional) FB5-
Min. 22 ga., Min. 2-i'nch Trisotech G., Trisotech LRFIA(BG), Min. 1-inch bas.e insulf}tion . TLRA, 4-
type B, CGF, Trisotech or H-Shield, 1SO 95+ 12-inch o.c. querboard: Min. 0.5-inch Dz?nsDeck LRFIA(BG), 6-inch BP-CA6 (Optional) inch
S-69. Grade 40 None None GL, RESISTA, Ultra-Max or Styrofoam (every other Prime, SECUROCK Gypsum-Fiber Roof oc. or SBS- BP-CA6 or o.c.or -97.5
steel Brand Roofmate, Highload 60 or deck flange) Board or SECUROCK Cement Roof Board CA6 SBS-CA6 FB7-
Plazamate or min. 7/16-inch DEXcell Cement Roof PSFA,
Board spatter
. . . FB5-
Additional Insulation Layer(s): (Optional) TLRA. 6-
Min. 22 ga., ) " ) PSFA:, 12-inch Min. 1-inch base insulation inch !
type B, Min. 2-inch Trisotech G or Trisotec o.c. (every Coverboard: Min. 0.5-inch DensDeck .
40 Grade 40 None None CGF other deck Prime or SECUROCK Gypsum-Fiber Roof | Fo v 17incho.c. | None None ch7 or | 600
steel flange) Board or min. 7/16-inch DEXcell Cement PSF/;
Roof Board 4
spatter
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NEMO |cert ISO/IEC 17065  PCA-145

TABLE 2A: STEEL DECKS — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
FB5-
. . TLRA, 6-
:/“r; ;2 & Min. 1.5-inch Trisotech G or Trisotech ESCths;mch Min. 0.5-inch SECUROCK Gypsum-Fiber inch
S-71. ype s, None None T " M Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. None None o.c.or -75.0
Grade 80 CGF other deck
steel flange) Cement Roof Board FB7-
8 PSFA,
spatter
FB5-
) TLRA, 6-
iv“”e' ;2 g3 PSFA, 6-inch inch
S-72. ype b, None None Min. 0.25-inch DensDeck Prime o.c. (every None N/A None None o.c.or -82.5%
Grade 80
steel deck flange) FB7-
PSFA,
spatter
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
Min. 22 ga., Tremco AVC Prime, DEXcell FA Glass Mat Rgof . Min. 0.5-inch DensDeck Prime or TLRA, 6-
Membrane Board or SECUROCK Gypsum-Fiber PSFA, 6-inch . inch
type B, . Tremco . A SECUROCK Gypsum-Fiber Roof Board or .
S-73. Grade 40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell o.c. (every min. 7/16-inch DEXcell Cement Roof PSFA, 6-inch o.c. None None o.c.or -90.0*
toel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) B .d FB7-
stee Membrane inch Trisotech G, Trisotech CGF or oar PSFA,
Primer (WB) Trisotech spatter
Additional Insulation Layer(s): (Optional) '?I?;:A 6
Min. 22 ga., PSFA, 12-inch | Min. 1-inch base insulation inch !
S-74. type B, None None Min. 2-inch Trisotech G or Trisotech o.C. (every M: Min. 0.5-inch Den.sDeck PSFA, 6-inch o.c. None None o.c.or -97.5
Grade 40 CGF other deck Prime or SECUROCK Gypsum-Fiber Roof FR7-
steel flange) Board or min. 7/16-inch DEXcell Cement PSFA
Roof Board spatter
FB5-
Min. 22 ga., PSFA, 12-inch ;LCRhA’ &
S-75. type B, None None Min. 0.5-inch DensDeck Prime o.c. every None N/A None None o.c.or -112.5
Grade 40 other deck FB7-
steel flange) PSFA,
spatter
FB5-
TLRA, 4-
in. 22 ga. . . , 12-i . !
:"”L_ . ga. Min. 0.25-inch SECUROCK Gypsum- ZSCF?ever'”Ch inch
S-76. ype 5, None None Fiber Roof Board or min. 7/16-inch i~ v None N/A None None o.c.or -135.0
Grade 40 other deck
steel DEXcell Cement Roof Board flange) FB7-
s PSFA,
spatter

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

Report No.: NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21
Page 70 of 224 o
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
FB5-
. . - . . TLRA, 4-
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) . X
. . . . ; ’ B . BP-CA5 (Optional) inch
type B, Min. 1.5-inch Trisotech G or Trisotech | o.c. (every Min. 1-inch base insulation .
S-77. None None . . PSFA, 12-inch o.c. or SBS- BP-CAS or o.c.or -52.5
Grade 40 CGF other deck Coverboard: Min. 0.125-inch TremBoard
steel flange) Aic CA5 SBS-CA5 FB7-
8 PSFA,
spatter
FB5-
. . . . . TLRA, 4-
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) . X
type B Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation BP-CAS (Optional) inch
S-78. ’ None None : " ) : . PSFA, 12-inch o.c. or SBS- BP-CAS or o.c. or -60.0
Grade 40 CGF other deck Coverboard: Min. 0.5-inch DensDeck
steel flange) Pri CA5 SBS-CA5 FB7-
g rime PSFA,
spatter
FBS-
TLRA, 4-
Min. 22 ga. PSFA, 12-inch !
¢ IZ B g3 Min. 1.5-inch Trisotech G or Trisotech OSC ('evermc Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CA5 (Optional) inch
S-79. gridelso None None CGF. ! o.th.er dec\I/< Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. or SBS- BP-CAS or o.c.or -75.0
steel flange) Cement Roof Board CAS SBS-CAS FB7-
€ PSFA,
spatter
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
Min. 22 e Tremco AVC Prime, DEXcell FA Glass Mat Roof Min. 0.5-inch DensDeck, DensDeck Prime, TLRA, 4-
¢ e' B ga. Membrane Tremco Board or SECUROCK Gypsum-Fiber PSFA, 6-inch DEXcell FA Glass Mat Roof Board or BP-CA5 (Optional) inch
S-80. Gyerel40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell o.c. (every SECUROCK Gypsum-Fiber Roof Board or PSFA, 6-inch o.c. or SBS- BP-CAS or o.c.or -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) min. 7/16-inch DEXcell Cement Roof CA5 SBS-CAS FB7-
Membrane inch Trisotech G, Trisotech CGF or Board PSFA,
Primer (WB) Trisotech spatter
Additional Insulation Layer(s): (Optional) _T_?:A 4
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation BP-CAS (Optional) inch !
581, type B, None None Min. 2-inch Trisotech G or Trisotech o.c. (every Co.verboard: Min. 0.5-inch Den‘sDeck PSFA, 6-inch o.c. or SBS- BP-CAS or o0.C. 0 975
Grade 40 CGF other deck Prime or SECUROCK Gypsum-Fiber Roof
R . CA5 SBS-CA5 FB7-
steel flange) Board or min. 7/16-inch DEXcell Cement PSEA
Roof Board §
spatter
FB5-
. . . . TLRA, 4-
Min. 22 ga., Min. 0.25-inch SECUROCK Gypsum- PSFA, 12-inch . .
type B Fiber Roof Board, min. 0.5-inch o.c. (even BP-CAS (Optional) inch
5-82. ype 5 None None ard, min. 5.>-nct . fevery None N/A orSBS- | BP-CASor | oc.or | -97.5
Grade 40 DensDeck Prime or min. 7/16-inch other deck
CAS SBS-CAS FB7-
steel DEXcell Cement Roof Board flange)
PSFA,
spatter
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type e Type . Base Ply Ply CapPly | (psf)
FB5-
. . - . . TLRA, 4-
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) . X
. . . . ; ’ B . BP-CA6 (Optional) inch
583, type B, None None Min. 1.5-inch Trisotech G or Trisotech | o.c. (every Min. 1-inch bas.e |nsu|at|f)n PSFA, 12-inch o.c. or SBS- BP-CA6 or o.c. or 525
Grade 40 CGF other deck Coverboard: Min. 0.125-inch TremBoard
steel flange) AC CAG SBS-CA6 Fe7-
PSFA,
spatter
FB5-
Min. 22 ga., PSFA, 12-inch Ac!ditiopal Insulat‘ion Layer(s): (Optional) Additional Laver(s): . TLRA, 4-
type B Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation PSFA, 12-inch o.c. BP-CAG (Optional) inch
S-84. Grade,40 None None CGF other deck Coverboard: Min. 0.5-inch Structodek HD Cove,rboard: PSEA or SBS- BP-CA6 or o.c.or -60.0
steel flange) with Primed Red Coating or DEXcell FA m ’ CA6 SBS-CA6 FB7-
Glass Mat Roof Board PSFA,
spatter
. . . FB5-
Additional Insulation Layer(s): (Optional) TLRA 4-
Min. 22 ga., - - . . PSFA, 12-inch Min. 1-inch base insulation BP-CAG (Optional) inch !
5.85. type B, None None Min. 2-inch Trisotech G or Trisotech o.c. (every querboard: Min. 0.5-inch Den§Deck PSFA, 12-inch o.c. or SBS- BP-CA6 or o0.c. 0 -60.0
Grade 40 CGF other deck Prime or SECUROCK Gypsum-Fiber Roof
; . CA6 SBS-CA6 FB7-
steel flange) Board or min. 7/16-inch DEXcell Cement PSFA
Roof Board 4
spatter
FB5-
. . TLRA, 4-
x;)r:a ;2 & Min. 1.5-inch Trisotech G or Trisotech z.SCF‘A(‘;i:;;nCh Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CA® (Optional) inch
S-86. GradeISO None None CGF other deck Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. or SBS- BP-CA6 or o.c.or -75.0
steel flange) Cement Roof Board CA6 SBS-CA6 FB7-
PSFA,
spatter
(Optional) Min. 0.5-inch DensDeck, DensDeck FB5-
Min. 22 ga. Tremco AVC Prime, DEXcell FA Glass Mat Rc?of . Min. 0.5-inch DensDeck, DensDeck Prime, . TLRA, 4-
type B ’ Membrane Tremco Board or SECUROCK Gypsum-Fiber PSFA, 6-inch DEXcell FA Glass Mat Roof Board or BP-CA6 (Optional) inch
S-87. Grade,40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell o.c. (every SECUROCK Gypsum-Fiber Roof Board or PSFA, 6-inch o.c. or SBS- BP-CA6 or o.c.or -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) min. 7/16-inch DEXcell Cement Roof CA6 SBS-CA6 FB7-
Membrane inch Trisotech G, Trisotech CGF or Board PSFA,
Primer (WB) Trisotech spatter
FB5-
. . TLRA, 4-
xg; ;2 ga. Min. 0.5-inch DensDeck Prime or Ziﬁt\i;ym BP-CA6 (Optional) inch
S-88. Grade’4o None None Min. 0.25-inch SECUROCK Gypsum- other deck None N/A or SBS- BP-CA6 or o.c.or -97.5
steel Fiber Roof Board flange) CA6 SBS-CA6 FB7-
PSFA,
spatter
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
Additional Insulation Layer(s): (Optional) _T_'E’:A 4
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation BP-CAG (Optional) inch !
589, type B, None None Min. 2-inch Trisotech G or Trisotech o.c. (every Cgverboard: Min. 0.5-inch Den.sDeck PSFA, 6-inch o.c. or SBS- BP-CA6 or o0.C. 0 975
Grade 40 CGF other deck Prime or SECUROCK Gypsum-Fiber Roof
. . CA6 SBS-CA6 FB7-
steel flange) Board or min. 7/16-inch DEXcell Cement PSFA
Roof Board .
spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Additional Insulation Layer(s): (Optional)
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation
lv““e' 2282 CGF, Trisotech, 1O 95+ GL, Multi- ERCF'gvfr""Ch Coverboard: Min. 0.5-inch DensDeck FB6.
S-90. Gyere,4O None None Max FA3, RESISTA, Ultra-Max or o.th.er decT( Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 12-inch o.c. None None PEBATE -60.0
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board
60 or Plazamate g or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): (Optional)
. Min. 2-inch Trisotech G, Trisotech Min. 1-inch base insulation
lv“: ;2 £a. CGF, Trisotech or H-Shield, ISO 95+ ;ZF::(E:?));: Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 12-inch FB6-
S-91. gridelm None None GL, RESISTA, Ultra-Max or Styrofoam (ever otf.1e.r Prime, SECUROCK Gypsum-Fiber Roof oc ! None None PEBATF -60.0
steel Brand Roofmate, Highload 60 or deck\fllan o) Board or SECUROCK Cement Roof Board o
Plazamate e or min. 7/16-inch DEXcell Cement Roof
Board
R . . . . LRFIA or . . .
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber
592 type B, None None CGF, Trisotech, H-Shield, Multi-Max 12-inch ; Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), None None FB6- 750
' Grade 80 FA3 or Styrofoam Brand Roofmate, (ever otll1e.r Board or min. 7/16-inch DEXcell Cement 12-inch o.c. PEBATF ’
steel Highload 60 or Plazamate M Roof Board
deck flange)
Min. 22 ga., LRFHA6), 6
type B, Min. 0.25-inch DensDeck Prime or . ! FB6- «
5-93. Grade 80 None None DEXcell FA Glass Mat Roof Board inch o.c. None N/A None None peBATF | %2
(every deck
steel
flange)
Min. 22 ga., Min. 2_{nCh Trisotech G, Tr|sotech LRFIA or Additional Insulation Layer(s): (Optional)
CGF, Trisotech, ISO 95+ GL, Multi- LRFIA(BG), N N . "
type B, . Min. 1-inch base insulation LRFIA or LRFIA(BG), FB6-
S-94. Grade 40 None None Max FA3, RESISTA, Ultra-Max or 12-inch o.c. c board: Min. 0.25-inch DEXcell FA 6-inch o.c None None PEBATF -82.5
Styrofoam Brand Roofmate, Highload | (every other =overboard: Min. 0.2>-inc ce -
steel Glass Mat Roof Board
60 or Plazamate deck flange)
(Optional) Min. 0.5-inch DensDeck, DensDeck
. Ti AVC Prime, DEXcell FA Gl Mat Roof LRFIA . . .
Min. 22 ga., IvrI:nme(:ane B:)Iz:nrz or SECCeUROCKZZESS sjm-siger LRFIA((I);G) 6- Min. 0.5-inch DensDeck Prime, DEXcell FA
type B, _ Tremco \ s : ' Glass Mat Roof Board or SECUROCK LRFIA or LRFIA(BG), FB6-
S-95. Primer or Roof Board, min. 7/16-inch DEXcell inch o.c. . . R None None -90.0*
Grade 40 AVC Max . Gypsum-Fiber Roof Board or min. 7/16- 6-inch o.c. PEBATF
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck inch DEXcell Cement Roof Board
Membrane inch Trisotech G, Trisotech CGF or flange)
Primer (WB) Trisotech
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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NEMO|cert. ISO/IEC 17065
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
Min. 22 ga., Min. 2—!nch Trisotech G, Tr|sotech LRFIA, 12-inch | Additional Insulation Layer(s): (Optional)
CGF, Trisotech, 1SO 95+ GL, Multi- N ; . .
type B, o.c. (every Min. 1-inch base insulation . FB6-
S-96. None None Max FA3, RESISTA, Ultra-Max or R i LRFIA, 6-inch o.c. None None -97.5
Grade 40 X other deck Coverboard: Min. 0.5-inch DensDeck PEBATF
steel Styrofoam Brand Roofmate, Highload flange) 7P -
60 or Plazamate g rime
Additional Insulation L : ional
. Min. 2-inch Trisotech G, Trisotech . d-dltlo-na nsu atllon ayer(s) (Optional)
Min. 22 ga., CGF. Trisotech. 1SO 95+ GL. Multi- LRFIA, 12-inch | Min. 1-inch base insulation
type B, / . . o.c. (every Coverboard: Min. 0.5-inch SECUROCK . FB6-
-97. Max FA3, RESISTA, Ultra-M - - .C. -97.
el Grade 40 None None ax FA3, RESISTA, Ultra-Max gr other deck Gypsum-Fiber Roof Board or SECUROCK LRFIA, 6-inch o.c None None PEBATF 975
Styrofoam Brand Roofmate, Highload A X
steel 60 or Plazamate flange) Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., Min. 2-!nch Trisotech G_’ Trisotech LRFIA(BG), Additional Insulation Layer(s): (Optional)
CGF, Trisotech or H-Shield, ISO 95+ . N N N " .
type B, 12-inch o.c. Min. 1-inch base insulation LRFIA(BG), 6-inch FB6-
S-98. None None GL, RESISTA, Ultra-Max or Styrofoam R i None None -97.5
Grade 40 ) (every other Coverboard: Min. 0.5-inch DensDeck o.c. PEBATF
Brand Roofmate, Highload 60 or T
steel deck flange) Prime
Plazamate
Additional Insulation L : ional
. Min. 2-inch Trisotech G, Trisotech d-dltlo-na nsd atllon ayer(s) (Optional)
Min. 22 ga., . . LRFIA(BG), Min. 1-inch base insulation
CGF, Trisotech or H-Shield, ISO 95+ . R i .
type B, 12-inch o.c. Coverboard: Min. 0.5-inch SECUROCK LRFIA(BG), 6-inch FB6-
S-99. None None GL, RESISTA, Ultra-Max or Styrofoam _— None None -97.5
Grade 40 ) (every other Gypsum-Fiber Roof Board or SECUROCK o.c. PEBATF
Brand Roofmate, Highload 60 or . ,
steel deck flange) Cement Roof Board or min. 7/16-inch
Plazamate
DEXcell Cement Roof Board
. LRFIA or
m ;2 & LRFIA(BG), FB6-
S-100. Grade 40 None None Min. 0.5-inch DensDeck Prime 12-inch o.c. None N/A None None PEBATF -112.5
steel (every other
deck flange)
Min. 22 g2 Min. 0.25-inch SECUROCK Gypsum- LRFIA or
¢ e'B ga. Fiber Roof Board, Min. 0.5-inch LRFIA(BG), EBE-
S-101. ype B, None None SECUROCK Cement Roof Board or 12-inch o.c. None N/A None None -127.5
Grade 40 ; ) PEBATF
min. 7/16-inch DEXcell Cement Roof (every other
steel
Board deck flange)
. . . . . LRFIA or - . .
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech LRFIA(BG) Additional Insulation Layer(s): (Optional) BP-CAS (Optional)
5102 type B, None None CGF, Trisotech, H-Shield, Multi-Max 12-inch o ’c Min. 1-inch base insulation LRFIA or LFRIA(BG), or SBS- BPE)CAS or FB6- 525
: Grade 40 FA3 or Styrofoam Brand Roofmate, o Coverboard: Min. 0.125-inch TremBoard 12-inch o.c. PEBATF ’
. (every other P — CA5 SBS-CAS
steel Highload 60 or Plazamate AC
deck flange)
LRFIA or Additional Layer(s):
in. . Additi il lation L : (Opti | LRFIA or LRFIA(BG), .
Min. 22 ga., o . ) LRFIA(BG), iditional Insulation Layer(s}: (Optional) IAOr LRFIA(BG), | o5 a5 | (Optional)
5-103 type B, None None Min. 2-inch Trisotech G, Trisotech 12-inch o.c Min. 1-inch base insulation 12-inch o.c. or SBS- BP-CAS or FB6- 60.0
! Grade 40 CGF, Trisotech or H-Shield o Coverboard: Min. 0.5-inch Structodek HD Coverboard: LRFIA PEBATF '
(every other - - ) . CA5 SBS-CAS
steel with Primed Red Coating or LRFIA(BG), 6-inch
deck flange)
o.c.
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
P (3.1.3) b (3.1.3) Y & PFlY
Additional Insulation Layer(s): (Optional)
. Min. 2-inch Trisotech G, Trisotech . Min. 1-inch base insulation
LV"”e' ;2 ga. CGF, Trisotech, 1SO 95+ GL, Multi- ;RCF'gvtzr""Ch Coverboard: Min. 0.5-inch DensDeck BP-CAS | (Optional) | .
5-104. Gyr‘; e a0 None None Max FA3, RESISTA, Ultra-Max or Jo decT( Prime, SECUROCK Gypsum-Fiber Roof LRFIA, 12-incho.c. | orSBS- | BP-CASor | [ °> | -60.0
steel Styrofoam Brand Roofmate, Highload flange) Board or SECUROCK Cement Roof Board CA5 SBS-CA5
60 or Plazamate e or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): (Optional)
Min. 2-inch Trisotech G, Trisotech Min. 1-inch base insulation
Min. 22 ga. ! LRFIA(B:!
S8 CGF, Trisotech or H-Shield, ISO 95+ 12_inc(h i)'c Coverboard: Min. 0.5-inch DensDeck LRFIABG), 12-nch | BP-CAS | (Optional) | L
5-105. gr‘; e 20 None None GL, RESISTA, Ultra-Max or Styrofoam | =/ WA | Prime, SECUROCK Gypsum-Fiber Roof oc ' or SBS- BP-CASor | o0 | -60.0
steel Brand Roofmate, Highload 60 or deck\fllan o) Board or SECUROCK Cement Roof Board o CA5 SBS-CAS
Plazamate 8 or min. 7/16-inch DEXcell Cement Roof
Board
R . . . . LRFIA or . . .
Min. 22 ga., Min. 1.5-inch Trisotech G, Trisotech LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CAS (Optional)
5-106 type B, None None CGF, Trisotech, H-Shield, Multi-Max 12-inch o ’c Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), or SBS- BP?CAS or FB6- 750
! Grade 80 FA3 or Styrofoam Brand Roofmate, o Board or min. 7/16-inch DEXcell Cement 12-inch o.c. PEBATF ’
. (every other CAS SBS-CAS
steel Highload 60 or Plazamate Roof Board
deck flange)
Min. 22 g2 LRFIA or
¢ e'B g3 Min. 0.25-inch DensDeck, DensDeck LRFIA(BG), 6- BP-CA5 (Optional) EBE-
S-107. gridelso None None Prime or DEXcell FA Glass Mat Roof inch o.c. None N/A or SBS- BP-CAS or PEBATE -82.5*
Board (every deck CAS SBS-CAS
steel
flange)
Min. 2-inch Trisotech G, Trisotech LRFIA or " . .
Min. 22 ga. ! Addit I lat L : (Opt |
. ”l_ . g3 CGF, Trisotech, IS0 95+ GL, Multi- LRFIA(BG), Min' fi':ihfl‘;auss i:’sfllai\ils;(s) (Optional) RFIA or LRFIA(BG), | BP-CAS | (Optional) | Lo
S-108. ype B, None None Max FA3, RESISTA, Ultra-Max or 12-inch o.c. ) R i R ’ or SBS- BP-CAS or -82.5
Grade 40 . Coverboard: Min. 0.25-inch DensDeck or 6-inch o.c. PEBATF
Styrofoam Brand Roofmate, Highload | (every other T CAS SBS-CAS
steel DEXcell FA Glass Mat Roof Board
60 or Plazamate deck flange)
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 ga Tremco AVC Prime, DEXcell FA Glass Mat Roof LRFIA or Min. 0.5-inch DensDeck, DensDeck Prime,
type B, Membrane Tremco Board or SECUBOCK Gy.psum—Flber !_RFIA(BG), 6- DEXcell FA Glass Mat Boof Board or LRFIA or LRFIA(BG), BP-CA5 (Optional) FBG-
S-109. Grade 40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell inch o.c. SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c or SBS- BP-CAS or PEBATF -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- (every deck min. 7/16-inch DEXcell Cement Roof . CAS SBS-CAS
Membrane inch Trisotech G, Trisotech CGF or flange) Board
Primer (WB) Trisotech
Min. 2-inch Trisotech G, Trisotech . . .
in. . ’ -i Addit | Insulation L : (Opt |
iv'”; ;2 ga, CGF, Trisotech, SO 95+ GL, Multi- (L)RCF'&'Vi inch Min' mihfa‘;z i:jstlai‘i’j;(s) (Optional) BP-CAS | (Optional) | o
s-110. ype 5 None None Max FA3, RESISTA, Ultra-Max or oc. levery ' : _ LRFIA, 6-inch o.c. orSBS- | BP-CAS or -97.5
Grade 40 . other deck Coverboard: Min. 0.5-inch DensDeck PEBATF
Styrofoam Brand Roofmate, Highload - CA5 SBS-CA5
steel flange) Prime
60 or Plazamate
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NEMO|cert. ISO/IEC 17065
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
Additi | Insulation L : (Optional
in. 22 g2 Min, 2inch Trisotech G, Trisotech | 00| Uieone st etk Optione)
. e-B ga., CGF, Trisotech, 1SO 95+ GL, Multi- oc (éver c ) board: Min. 0.5-inch SECUROCK BP-CA5 (Optional) FBG-
S-111. ype 5 None None Max FA3, RESISTA, Ultra-Max or ¢ levery overboard: Min. 0.>-Inc LRFIA, 6-inch o.c. orSBS- | BP-CA5or 975
Grade 40 ) other deck Gypsum-Fiber Roof Board or SECUROCK PEBATF
Styrofoam Brand Roofmate, Highload A X CAS SBS-CA5
steel 60 or Plazamate flange) Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech . . .
Min. 22 ga. ! LRFIA(B! Additional Insulation Layer(s): (Optional
In. 22 ga., CGF, Trisotech or H-Shield, 15O 95+ 1A(BG), ——— Lion Laver(s): (Optional) ) BP-CA5 | (Optional)
type B, 12-inch o.c. Min. 1-inch base insulation LRFIA(BG), 6-inch FB6-
S-112. None None GL, RESISTA, Ultra-Max or Styrofoam R i or SBS- BP-CAS5 or -97.5
Grade 40 ) (every other Coverboard: Min. 0.5-inch DensDeck o.c. PEBATF
Brand Roofmate, Highload 60 or _— CAS SBS-CAS
steel deck flange) Prime
Plazamate
Additi | Insulation L : ional
Min. 22 ga Min. 2-inch Trisotech G, Trisotech LRFIA(BG) MC::ItZILC—,;achTosaus:til:sr:ﬂaat\i/jr:(S) (Optional
s ec8ay CGF, Trisotech or H-Shield, ISO 95+ . ! ) . . . BP-CA5 (Optional)
type B, 12-inch o.c. Coverboard: Min. 0.5-inch SECUROCK LRFIA(BG), 6-inch FB6-
S-113. None None GL, RESISTA, Ultra-Max or Styrofoam _— or SBS- BP-CAS or -97.5
Grade 40 ) (every other Gypsum-Fiber Roof Board or SECUROCK o.c. PEBATF
Brand Roofmate, Highload 60 or - X CAS SBS-CAS
steel deck flange) Cement Roof Board or min. 7/16-inch
Plazamate
DEXcell Cement Roof Board
. LRFIA or
lVIIr;. ;2 ga., LRFIA(BG), BP-CA5 (Optional) | ...
S-114. ype B, None None Min. 0.5-inch DensDeck Prime 12-inch o.c. None N/A or SBS- BP-CAS or -112.5
Grade 40 PEBATF
(every other CAS SBS-CAS
steel
deck flange)
Min. 22 g2 Min. 0.25-inch SECUROCK Gypsum- LRFIA or
¢ e'B ga. Fiber Roof Board, Min. 0.5-inch LRFIA(BG), BP-CA5 (Optional) EBE-
S-115. Gyerel40 None None SECUROCK Cement Roof Board or 12-inch o.c. None N/A or SBS- BP-CAS or PEBATF -157.5
min. 7/16-inch DEXcell Cement Roof (every other CA5 SBS-CA5
steel
Board deck flange)
Additional Insulation Layer(s): (Optional)
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Coverboard: Min. 0.5-inch DensDeck ) FB6-
S116 | Grade 40 None None CGF other deck Prime or SECUROCK Gypsum-Fiber Roof | " v 12-incho.c. | None None pesate | 000
steel flange) Board or min. 7/16-inch DEXcell Cement
Roof Board
LV“”G; ;2 & Min. 1.5-inch Trisotech G or Trisotech zScFA(lei::nCh Min. 0.5-inch SECUROCK Gypsum-Fiber FB6-
S-117. ypes, None None T " ¥ Roof Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. None None -75.0
Grade 80 CGF other deck PEBATF
Cement Roof Board
steel flange)
Min. 22 ga., .
PSFA, 6-inch
type B, Min. 0.25-inch DensDeck Prime or ! FB6- .
S-118 | Grade so None None DEXcell FA Glass Mat Roof Board o.c. (every None N/A None None PEBATE | °2°
deck flange)
steel
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI PI Cap PI (psf)
kS (3.1.3) ks (3.1.3) i Y .
Min. 22 ga., PSFA, 12-inch Additional Insulation Layer(s): (Optional)
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation . FB6-
S-119. Grade 40 None None CGF other deck Coverboard: Min. 0.25-inch DEXcell FA PSFA, 6-inch o.c. None None PEBATE 82.5
steel flange) Glass Mat Roof Board
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 ga., Tremco AVC Prime, DEXcell FA Glass Mat Rc?of . Min. 0.5-inch DensDeck Prime, DEXcell FA
Membrane Board or SECUROCK Gypsum-Fiber PSFA, 6-inch
type B, . Tremco . . Glass Mat Roof Board or SECUROCK . FB6- «
S-120. Primer or Roof Board, min. 7/16-inch DEXcell o.c. (every . . PSFA, 6-inch o.c. None None -90.0
Grade 40 AVC Max R Gypsum-Fiber Roof Board or min. 7/16- PEBATF
teel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) inch DEXcell Cement Roof Board
stee Membrane inch Trisotech G, Trisotech CGF or ¢ cell Lement Root boa
Primer (WB) Trisotech
Additional Insulation Layer(s): (Optional)
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Coverboard: Min. 0.5-inch DensDeck . FB6-
S-121. None None —_— PSFA, 6-inch o.c. None None -97.5
Grade 40 CGF other deck Prime or SECUROCK Gypsum-Fiber Roof PEBATF
steel flange) Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., PSFA, 12-inch
type B, ) . . o.c. (every FB6-
S-122. Grade 40 None None Min. 0.5-inch DensDeck Prime other deck None N/A None None PEBATE -112.5
steel flange)
LV"”C; ;2 ga., Min. 0.25-inch SECUROCK Gypsum- zSCF?'e 3:;"“" fB6.
S-123. ype B, None None Fiber Roof Board or min. 7/16-inch o v None N/A None None -127.5
Grade 40 other deck PEBATF
DEXcell Cement Roof Board
steel flange)
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) i
s type B, N N Min. 1.5-inch Trisotech G or Trisotech | o.c. (every Min. 1-inch base insulation bSEA 12-inch BP'S(;:S L%pé':;al) FB6- o
e Grade 40 one one CGF other deck Coverboard: Min. 0.125-inch TremBoard » 2einen 0.c. or or PEBATF '
CA5 SBS-CA5
steel flange) AC
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) Additional Layer(s): BP-CAS (Optional)
5125 type B, None None Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation PSFA, 12-inch o.c. or SBS- BP,?CIIT\)S Zr FB6- 60.0
: Grade 40 CGF other deck Coverboard: Min. 0.5-inch Structodek HD Coverboard: PSFA, PEBATF ’
- ’ . - CA5 SBS-CA5
steel flange) with Primed Red Coating 6-inch o.c.
Additional Insulation Layer(s): (Optional)
Min. 22 ga., PSFA, 12-inch Min. 1-inch base insulation .
. . . . . . BP-CA5 (Optional)
type B, Min. 2-inch Trisotech G or Trisotech o.c. (every Coverboard: Min. 0.5-inch DensDeck . FB6-
= b - , 12- .C. SBS- BP-CA5 -60.
51261 Grade 40 None None CGF other deck Prime or SECUROCK Gypsum-Fiber Roof | o/ 12-inch o.c o cbocns | PEBATF 60.0
steel flange) Board or min. 7/16-inch DEXcell Cement
Roof Board
LV“Z ;2 & Min. 1.5-inch Trisotech G or Trisotech zScFA(za\z:nCh Min. 0.5-inch SECUROCK Gypsum-Fiber BP-CAS (Optional) FB6-
5-127. ng;delso None None car O'th‘erdec"'( Roof Board or min. 7/16-inch DEXcell PSFA, 12-incho.c. | or SBS- BP-CASor | 20 | 750
Cement Roof Board CA5 SBS-CA5
steel flange)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SysTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

Base Insulation (3.1.2) Top Insulation Roof Cover (3.1.4)
System Deck Primer Vapor Attach Attach MDP
No. (4.1.2) Barrier Type Type Base PI Pl Cap PI (psf)
P (3.1.3) b (3.1.3) Y & PFlY
i\/hr;. éZ £a. Min. 0.25-inch DensDeck, DensDeck PSFA, 6-inch BP-CA5 (Optional) FB6-
S-128. (;/rF;de,SO None None Prime or DEXcell FA Glass Mat Roof o.c. (every None N/A or SBS- BP-CAS or PEBATF -82.5*
Board deck flange) CAS SBS-CAS
steel
Min. 22 ga., PSFA, 12-inch | Additional Insulation Layer(s): (Optional) X
type B Min. 2-inch Trisotech G or Trisotech o.c. (every Min. 1-inch base insulation BP-CAS (Optional) FB6-
- . ’ N N : " : PSFA, 6-inch o.c. BS- BP-CA -82.
5129 Grade 40 one one CGF other deck Coverboard: Min. 0.25-inch DensDeckor | /1 &nch o€ or B3 CASOr | peparp | 822
CAS5 SBS-CA5
steel flange) DEXcell FA Glass Mat Roof Board
(Optional) Min. 0.5-inch DensDeck, DensDeck
Min. 22 e Tremco AVC Prime, DEXcell FA Glass Mat Roof Min. 0.5-inch DensDeck, DensDeck Prime,
¢ e' B £a. Membrane Tremco Board or SECUROCK Gypsum-Fiber PSFA, 6-inch DEXcell FA Glass Mat Roof Board or BP-CA5 (Optional) FB6-
S-130. GyrF;de’40 Primer or AVC Max Roof Board, min. 7/16-inch DEXcell o.c. (every SECUROCK Gypsum-Fiber Roof Board or PSFA, 6-inch o.c. or SBS- BP-CAS or PEBATF -90.0*
steel Tremco AVC Cement Roof Board and/or min. 1.5- deck flange) min. 7/16-inch DEXcell Cement Roof CAS SBS-CA5
Membrane inch Trisotech G, Trisotech CGF or Board
Primer (WB) Trisotech
Additional Insulation Layer(s): (Optional)
x;)r:a ;2 8 Min. 2-inch Trisotech G or Trisotech ZSCFA(éiz;LnCh ?;Cé:l;;nacr}:iPl?:iiiT)SEI?:icc;\nDensDeck BP-CAS (Optional) FB6-
131 | Grade 40 None None CGF other deck Prime or SECUROCK Gypsum-Fiber Roof | ©oF v &-inch o.c. OrSBS- | BP-CASOr | pepare | 97
R . CA5 SBS-CA5
steel flange) Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga. PSFA, 12-inch
t ”:a B 8 osc (,evermc BP-CAS (Optional) FB6-
5-132. ype B, None None Min. 0.5-inch DensDeck Prime €. levery None N/A or SBS- BP-CAS or 41125
Grade 40 other deck PEBATF
CA5 SBS-CA5
steel flange)
Min. 22 ga. PSFA, 12-inch
. ”L_ . ga., Min. 0.25-inch SECUROCK Gypsum- OSC ('ever'm BP-CAS | (Optional) | .o
S-133. (;/:;del40 None None Fiber Roof Board or min. 7/16-inch o.th.er dec\I/< None N/A or SBS- BP-CAS or PEBATF -157.5
DEXcell Cement Roof Board CA5 SBS-CA5
steel flange)
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NEMO |cert.
TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base Pl Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
TPA IN TPA BONDING ADHESIVE:
. . Tremco AVC
Min. 22 ga., Min. 0.5-inch LRFIA, Membrane Insulation Layer(s): One or more, min. 1-inch Trisotech G or LRFIA, BB1-
DensDeck, DensDeck LRFIA(BG) or . -
s-134 type B, Prime or SECUROCK PSEA 6-inch Primer or Tremco Trisotech CGF LRFIA(BG) or None None TPABA or 525
! Grade 40 . ’ Tremco AVC AVC Max Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK PSFA, 12- BB2- ’
Gypsum-Fiber Roof o.c. (every S X
steel Membrane Gypsum-Fiber Roof Board inch o.c. TPALV
Board deck flange) .
Primer (WB)
Min. 0.25-inch LRFIA Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- LREIA ng BP-CAS Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA BB1-
type B, Fiber Roof Board or 1A(BG), - Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or or TPABA or
S-135. . . 12-inch o.c. None or SBS- . LRFIA(BG), None None -67.5
Grade 40 min. 0.5-inch (every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c BB2-
steel SECUROCK Cement v Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof e TPALV
deck flange)
Roof Board Board
Min. 0.25-inch LRFIA Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- LRFIA(ng) Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LREIA BB1-

s 13 type B, Fiber Roof Board or | HRABG) (Optional) <BSTA Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA (‘;rG) N N TPABAOT | o
e Grade 40 min. 0.5-inch (ev_(lar:c ofr.]ce.r ASTM D41 ) Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-incho 2: one one BB2- -
steel SECUROCK Cement v Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof o TPALV

deck flange)
Roof Board Board
Min. 0.5-inch Tremco AVC
Min. 22 ga., n. 8.0-inc . Membrane Insulation Layer(s): One or more, min. 1-inch Trisotech G or BB1-
DensDeck, DensDeck PSFA, 6-inch X "
5-137 type B, Prime or SECUROCK | o.c. (ever Primer or Tremco | Trisotech CGF PSFA, 12- None None TPABAOr | 555
: Grade 40 . - v Tremco AVC AVC Max | Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK inch o.c. BB2- ’
Gypsum-Fiber Roof deck flange) -
steel Membrane Gypsum-Fiber Roof Board TPALV
Board .
Primer (WB)
::\c;l:e ;2 8% | Min. 0.25-inch ZScF?’eiz;;nCh BP-CAS ITZT:;i:cohnch Fe;rSE;Sr;igL;Z r;olr;;r; |:Esi:|c.a:1tiT)rri1SOteCh & PSFA, 12 ?E/;A or
-138. ’ SECUROCK G - " N SBS- . ’ e N N -67.5
5-138 Grade 40 . YPSUM™ 1 other deck one or Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. one one BB2-
Fiber Roof Board CA5
steel flange) Board TPALV
Min. 22 ga., Min. 0.25-inch PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, BB1-
type B, T o.c. (every (Optional) Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- TPABA or
S-139. SECUROCK Gypsum- SBS-TA . N N -67.5
Grade 40 . ypsu other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. one one BB2-
Fiber Roof Board
steel flange) Board TPALV
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
Min. 0.25-inch . . . .
. LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, (Optional)
:/"”' ;2 g3 i,EbCUiOCfKé;VpZ“m' LRFIA(BG), BP-CA5 | Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- | LRFIA or gBP;A:A BP-AA, FB1-HA
$-140. ype 5 {087 ROOTB0ardor 1 15.incho.c. | None orSBS- | Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), A SBS-AA, or FB2- 525
Grade 40 Min. 0.5-inch . h BP-SEBS or
(every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. BP-SEBS or | THERM
steel SECUROCK Cement . R SBS-SEBS
Roof Board deck flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-SEBS
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
Min. 0.25-inch . . . .
. LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, (Optional)
iv“n' ;2 ga. i?bcuiocfsypzum’ LRFIA(BG), Ootional Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- | LRFIA or EBP;A:;\ BP-AA, FB1-HA
s-141. vpe 5, iber Roof Board or | 1 i choc, | (OPtional SBS-TA | Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), A SBS-AA, or FB2- 525
Grade 40 Min. 0.5-inch ASTM D41 . . BP-SEBS or
(every other Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. BP-SEBS or | THERM
steel SECUROCK Cement . ) SBS-SEBS
deck flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-SEBS
Roof Board
. . Tremco AVC . . . . .
Min. 22 Min. 0.5-inch LRFIA or Memb Insulation Layer(s): One or more, min. 1-inch Trisotech G or BP-AA (Optional)
. 'Z‘ . 83 | DensDeck, DensDeck | LRFIA(BG), 6- Pr?n:“errz:‘e Tremeo | Trisotech CGF LRFIA or cBoAn BP-AA, FB1-HA
S-142. Gyerel40 Prime or SECUROCK inch o.c. Tremco AVC AVC Max Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- LRFIA(BG), BP-SEBlS or SBS-AA, or FB2- -52.5
Gypsum-Fiber Roof (every deck inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber 12-inch o.c. BP-SEBS or | THERM
steel Membrane ;i X SBS-SEBS
Board flange) X Roof Board or min. 7/16-inch DEXcell Cement Roof Board SBS-SEBS
Primer (WB)
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, i
. LRFIA or - ’ . X (Optional)
Min. 22 ga., SECUROCK Gypsum- Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- BP-AA,
. LRFIA(BG), BP-CA5 . . LRFIA or BP-AA, FB1-HA
type B, Fiber Roof Board or X Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or SBS-AA,
S-143. . ; 12-inch o.c. None or SBS- . LRFIA(BG), SBS-AA, or FB2- -67.5
Grade 40 Min. 0.5-inch Styrofoam Brand Roofmate, Highload 60 or Plazamate X BP-SEBS or
(every other CA5 ) . . 12-inch o.c. BP-SEBS or | THERM
steel SECUROCK Cement deck flange) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof SBS-SEBS SBS-SEBS
Roof Board & Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, X
. LRFIA or - . . X (Optional)
Min. 22 ga., SECUROCK Gypsum- LRFIA(BG) Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA BP-AA, BP-AA FB1-HA
type B, Fiber Roof Board or . ! (Optional) Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or or SBS-AA, .
S-144. X R 12-inch o.c. SBS-TA . LRFIA(BG), SBS-AA, or FB2- -67.5
Grade 40 Min. 0.5-inch ASTM D41 Styrofoam Brand Roofmate, Highload 60 or Plazamate . BP-SEBS or
(every other X R K 12-inch o.c. BP-SEBS or | THERM
steel SECUROCK Cement Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof SBS-SEBS
deck flange) . . SBS-SEBS
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
. . (Optional)
lv"”' ;2 834 | Min. 0.25-inch PSF?’ 12;'”°h BP-CAS Insulation Laver(s): One or more, min. 1-inch Trisotech G, bSFA. 1 SE;A:A BP-AA, FB1-HA
S-145. ypes, SECUROCK Gypsum- o.c. levery None or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation . ! ! SBS-AA, or FB2- -52.5
Grade 40 . other deck . . inch o.c. BP-SEBS or
Fiber Roof Board CA5 Coverboard: Min. 0.125-inch TremBoard AC BP-SEBS or | THERM
steel flange) —_— SBS-SEBS
SBS-SEBS
. . (Optional)
lVIm. ;2 ga. Min. 0.25-inch PSFA, 12-inch Obtional Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSFA. 12 EBP;A:A BP-AA, FB1-HA
S-146. ype b, SECUROCK Gypsum- | °& (every (Optional) SBS-TA Trisotech CGF or EnergyGuard Polyiso Insulation e g SBS-AA, or FB2- -52.5
Grade 40 . other deck ASTM D41 X . inch o.c. BP-SEBS or
Fiber Roof Board Coverboard: Min. 0.125-inch TremBoard AC BP-SEBS or | THERM
steel flange) SBS-SEBS
SBS-SEBS
Min. 22 aa Min. 0.5-inch Hizgc:aﬁ\éc Insulation Layer(s): One or more, min. 1-inch Trisotech G or BP-AA (Optional)
In. 22 ga., DensDeck, DensDeck PSFA, 6-inch . Trisotech CGF . BP-AA, FB1-HA
type B, i Primer or Tremco . i . PSFA, 12- SBS-AA,
S-147. Prime or SECUROCK o.c. (every Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- . SBS-AA, or FB2- -52.5
Grade 40 . Tremco AVC AVC Max - R : inch o.c. BP-SEBS or
Gypsum-Fiber Roof deck flange) inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber BP-SEBS or | THERM
steel Membrane - X SBS-SEBS
Board Primer (WB) Roof Board or min. 7/16-inch DEXcell Cement Roof Board SBS-SEBS
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap Pl (psf)
ve (3.1.3) 315 ve (3.13) v v prY
. . . . . . (Optional)
. " . ) , 12- Insulation L :0 , min. 1-inch Trisotech G, -AA,
Min. 22 ga Min. 0.25-inch PSFA, 12-inch BP-CAS nsulation Layer(s): One or more, min. 1-inch Trisotec BP-AA BP-AA, EB1-HA
type B, o.c. (every Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- SBS-AA,
S-148. SECUROCK Gypsum- None or SBS- . i . . SBS-AA, or FB2- -67.5
Grade 40 . other deck Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. BP-SEBS or
Fiber Roof Board CA5 - ; BP-SEBS or | THERM
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board SBS-SEBS SBS-SEBS
Min. 22 ga., . . PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, BP-AA, (Optional)
Min. 0.25-inch . " . . BP-AA, FB1-HA
5-149 type B, SECUROCK Gypsum- o.c. (every (Optional) SBS-TA Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- SBS-AA, SBS-AA or FB2- 67.5
i Grade 40 . P other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. BP-SEBS or 4 :
Fiber Roof Board _— ; BP-SEBS or | THERM
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board SBS-SEBS
SBS-SEBS
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
. Min. 0.5-inch LRFIA, Tremco AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or
Min. 22 ga., Membrane - LRFIA, FB3-
DensDeck, DensDeck LRFIA(BG) or ) Trisotech CGF
type B, . ) Primer or Tremco ) . . LRFIA(BG) or TPABA or
S-150. Prime or SECUROCK PSFA, 6-inch Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK None None -52.5
Grade 40 . Tremco AVC AVC Max - . . PSFA, 12- FB4-
Gypsum-Fiber Roof o.c. (every Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell Cement .
steel Board deck flange) Membrane Roof Board inch o.c. FBWB
& Primer (WB) oot Boar
Min. 0.25-inch LRFIA Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., | SECUROCK Gypsum- LRFIA(CE’;G) BP-CAS Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA FB3-
151 type B, Fiber Roof Boardor | " 4" N sas Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(CI;rG) N N TPABAOr | ¢
By Grade 40 Min. 0.5-inch (ev-:rc 03']; one 2;5 - Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o ;: one one FB4- -
-l .C.
steel SECUROCK Cement deck \fllan o) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof FBWB
Roof Board & Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch LRFIA Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- LRFIA c;rG Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA FB3-

5-152 type B, Fiber Roof Board or 12-i (h ) (Optional) SBS-TA Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(ng) N N TPABA or 67.5
e Grade 40 Min. 0.5-inch (ev—ler:c ofr.mce.r ASTM D41 ) Styrofoam Brand Roofmate, Highload 60 or Plazamate 12incho Ic one one FB4- R
steel SECUROCK Cement y Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof o FBWB

deck flange) * .
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
. Min. 0.5-inch Tremco AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or
Min. 22 ga., . Membrane N FB3-
DensDeck, DensDeck PSFA, 6-inch X Trisotech CGF
type B, . Primer or Tremco . X X PSFA, 12- TPABA or
S-153. Prime or SECUROCK o.c. (every Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK . None None -52.5
Grade 40 . Tremco AVC AVC Max T X K inch o.c. FB4-
Gypsum-Fiber Roof deck flange) Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell Cement
steel Board Membrane Roof Board FBWB
Primer (WB) oot Boar
tpen, | Minoasinen | B R BCAS | e Cor o Enerevounrd potvi suation | psea, 12 ToABA
s-154. ype 5, SECUROCK Gypsum- | O: \€Very None or SBS- " Enerey v , PSFA None None 675
Grade 40 Fiber Roof Board other deck CAS Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. FB4-
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board FBWB
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TABLE 2B: STEEL DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base Pl Pl Cap PI (psf)
® (3.0.3) 315 ® (3.13) v v PrY
Min. 22 ga., Min. 0.25-inch PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB3-
type B, - o.c. (every (Optional) Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- TPABA or
S-155. SECUROCK Gypsum- SBS-TA X None None -67.5
Grade 40 . P other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. FB4-
Fiber Roof Board _— _
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board FBWB
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
) Min. 0.5-inch LRFIA, Tremco AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or FBS-TLRA,
Min. 22 ga., Membrane N LRFIA, .
tvoe B DensDeck, DensDeck | LRFIA(BG) or Primer or Tremco Trisotech CGF LRFIA(BG) or 6-inch
s-156. | SRS Prime or SECUROCK | PSFA, 6-inch Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK None None o.c.or 525
Grade 40 . Tremco AVC AVC Max - . K PSFA, 12-
Gypsum-Fiber Roof o.c. (every Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell Cement . FB7-PSFA,
steel Board deck flange) Membrane Roof Board inch o.c. spatter
s Primer (WB) oot Boar P
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- LRFIA or Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- FES—TLRA’
. LRFIA(BG), BP-CA5 . . LRFIA or 6-inch
type B, Fiber Roof Board or . Shield, 1ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or
S-157. . . 12-inch o.c. None or SBS- . LRFIA(BG), None None o.c.or -67.5
Grade 40 Min. 0.5-inch Styrofoam Brand Roofmate, Highload 60 or Plazamate h
(every other CA5 X R K 12-inch o.c. FB7-PSFA,
steel SECUROCK Cement Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof
deck flange) - . spatter
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- ::E:Z:: CE’;G Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA ZES-LLRA’
5158 type B, Fiber Roof Board or | 0" (h ) (Optional) SBS.TA Shield, 1O 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(CI;rG) N \ -inc 675
e Grade 40 Min. 0.5-inch -inch o.c. ASTM D41 - Styrofoam Brand Roofmate, Highload 60 or Plazamate ) ’ one one o.c. or ol
(every other ) . ) 12-inch o.c. FB7-PSFA,
steel SECUROCK Cement deck flange) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof spatter
Roof Board & Board or min. 7/16-inch DEXcell Cement Roof Board P
Min. 22 Min. 0.5-inch -II\-/IrezE? iVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or FB5-TLRA,
In. 22 ga., DensDeck, DensDeck PSFA, 6-inch .e ane Trisotech CGF 6-inch
type B, . Primer or Tremco . X i PSFA, 12-
S-159. Prime or SECUROCK o.c. (every Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK X None None o.c.or -52.5
Grade 40 . Tremco AVC AVC Max P R . inch o.c.
steel Gypsum-Fiber Roof deck flange) Membrane Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell Cement FB7-PSFA,
B
oard Primer (WB) Roof Board spatter
Min. 22 ga., . . PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, FES_TLRA’
type B Min. 0.25-inch o.c. (ever BP-CAS Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- 6-inch
5-160. ype B, SECUROCK Gypsum- | O:C {€verY None or SBS- rEnerey v _ TIRA, None None o.c.or 67.5
Grade 40 ) other deck Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c.
Fiber Roof Board CA5 —_— ; FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board
spatter
Min. 22 ga., . . PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB,S_TLRA’
type B Min. 0.25-inch o.c. (every (Optional) Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12 6-inch
S-161. ! SECUROCK Gypsum- . SBS-TA e None None o.c.or -67.5
Grade 40 . P other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c.
Fiber Roof Board —_— ; FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board spatter
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base Pl Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
Min. 22 g/flglguggsz(;h LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB5-TLRA,
: in. : ga. Cbor Rt B yps;jum» LRFIA(BG), BP-CAS Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- | LRFIA or BP-CAS (Optional) | 4-inch
5-162. grzze' 0 I\/Ilir?rO gf’ind‘]’ar °" | 12-incho.c. | None orsBs- | Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), | cpo ASO' BP-CASor | o.c.or 52.5
C (every other CA5 Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. SBS-CAS FB7-PSFA,
steel SECUROCK Cement . R
deck flange) Coverboard: Min. 0.125-inch TremBoard AC spatter
Roof Board
Min. 22 gfglgugozzérgh LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB5-TLRA,
¢ n- B g2 Fiber Roof B ypsdum— LRFIA(BG), Optional Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA or BP-CAS (Optional) | 4-inch
5-163. vpe = iber Roof Board or | 1, jncho.c. | (Optional) SBS-TA | Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), SO0 | Bpcasor | oc.or 525
Grade 40 Min. 0.5-inch ASTM D41 . . SBS-CA5
(every other Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. SBS-CAS5 FB7-PSFA,
steel SECUROCK Cement . X
deck flange) Coverboard: Min. 0.125-inch TremBoard AC spatter
Roof Board —_—
. . Tremco AVC . . . .
Min. 22 Min. 0.5-inch LRFIA or Membran Insulation Layer(s): One or more, min. 1-inch Trisotech G or FB5-TLRA,
s 83+ | DensDeck, DensDeck | LRFIA(BG), 6- Pr?mer zr € Tremeo | Trisotech CGF LRFIA or 8p-CAs o | (OPtioNal) | dinch
S-164. ypes, Prime or SECUROCK inch o.c. Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- LRFIA(BG), BP-CAS or o.c.or -52.5
Grade 40 : Tremco AVC AVCMax | — —— — . . . SBS-CA5
steel Gypsum-Fiber Roof (every deck Membrane inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber | 12-inch o.c. SBS-CA5 FB7-PSFA,
Board flange) . Roof Board or min. 7/16-inch DEXcell Cement Roof Board spatter
Primer (WB)
Insulation Layer(s): O , min. 1-inch Trisotech G,
) Min. 0.25-inch LRFIA or n%u ation Layer(s): One or more, .mm |nc. nsq ec FBS-TLRA,
Min. 22 ga., SECUROCK Gypsum- Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- . 8
. LRFIA(BG), BP-CA5 . . LRFIA or (Optional) 4-inch
type B, Fiber Roof Board or X Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or BP-CAS5 or
S-165. . A 12-inch o.c. None or SBS- . LRFIA(BG), BP-CAS or o.c.or -67.5
Grade 40 Min. 0.5-inch (every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c SBS-CAS SBS-CAS FB7-PSFA
steel SECUROCK Cement ¥ Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof - !
deck flange) T . spatter
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., | SECUROCK Gypsum- tﬁi::(gr(;) Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA Optionl ZB.S'-LLRA'
type B, Fiber Roof Board or AR (Optional) Shield, 150 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or or Bp-CAs or | (OPtional) | dinc
S-166. . R 12-inch o.c. SBS-TA . LRFIA(BG), BP-CA5 or o.c.or -67.5
Grade 40 Min. 0.5-inch (every other ASTM D41 Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c SBS-CA5 SBS-CAS FB7-PSFA
steel SECUROCK Cement ¥ Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof o !
deck flange) - ) spatter
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 s'vllzlgu(;é(s:;gh LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB5-TLRA,
. ”;' 5 g3 fiber Roof Bg’aﬁzug“r' LRFIA(BG), BP-CA5 | Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- | LRFIA or Bp-CAG (Optional) | 4-inch
5-167. gr‘; a0 N'“n ot 12-inch o.c. None orSBS- | Shield, SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), | ¢poCx 6°’ BP-CAGor | o.c.or 525
e (every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. : SBS-CA6 FB7-PSFA,
steel SECUROCK Cement . R
deck flange) Coverboard: Min. 0.125-inch TremBoard AC spatter
Roof Board
Min. 22 g/lElgug{ggKlrgh LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G, FB5-TLRA,
¢ n. B ga. Fiber Roof B yps:jum— LRFIA(BG), Obtional Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA or BP-CAG (Optional) 4-inch
S-168. ype B, ber Roof Boardor | 1, g, | (Optional) SBS-TA | Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), ASOT | BpcAsor | o.c.or 525
Grade 40 Min. 0.5-inch ASTM D41 . . SBS-CA6
(every other Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. SBS-CA6 FB7-PSFA,
steel SECUROCK Cement X R
Roof Board deck flange) Coverboard: Min. 0.125-inch TremBoard AC spatter

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.

IAS

Report No.:  NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21
Page 83 of 224

NEMO |cert.
TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
. . Tremco AVC . . . .
Min. 22 Min. 0.5-inch LRFIA or Membrane Insulation Layer(s): One or more, min. 1-inch Trisotech G or FB5-TLRA,
¢ |r;. B £a. DensDeck, DensDeck | LRFIA(BG), 6- Primer or Tremco Trisotech CGF LRFIA or BP-CAG or (Optional) 4-inch
S-169. ngdel40 Prime or SECUROCK inch o.c. Tremco AVC AVC Max Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- LRFIA(BG), SBS-CAG BP-CA6 or o.c.or -52.5
steel Gypsum-Fiber Roof (every deck Membrane inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber 12-inch o.c. SBS-CA6 FB7-PSFA,
Board flange) . Roof Board or min. 7/16-inch DEXcell Cement Roof Board spatter
Primer (WB)
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., | SECUROCK Gypsum- LRFIA or Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- . FES'TLRA'
. LRFIA(BG), BP-CA5 . . LRFIA or (Optional) 4-inch
type B, Fiber Roof Board or X Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or BP-CA6 or
S-170. . ; 12-inch o.c. None or SBS- . LRFIA(BG), BP-CA6 or o.c.or -67.5
Grade 40 Min. 0.5-inch (every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c SBS-CA6 SBS-CAG FB7-PSFA
steel SECUROCK Cement ¥ Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof e i
deck flange) - ) spatter
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
) Min. 0.25-inch LRFIA or In§ulation Layer(s): One or more,.min. l-inc.h Trisqtech G, FBS-TLRA,
Min. 22 ga., SECUROCK Gypsum- LRFIA(BG) Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LREIA (Optional) ainch
type B, Fiber Roof Board or . ’ (Optional) Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or or BP-CA6 or ptiona c
S-171. . A 12-inch o.c. SBS-TA . LRFIA(BG), BP-CA6 or o.c.or -67.5
Grade 40 Min. 0.5-inch ASTM D41 Styrofoam Brand Roofmate, Highload 60 or Plazamate . SBS-CA6
(every other ) . . 12-inch o.c. SBS-CA6 FB7-PSFA,
steel SECUROCK Cement deck flange) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof spatter
Roof Board & Board or min. 7/16-inch DEXcell Cement Roof Board P
. . FB5-TLRA,
l\/lm. ;2 83+ | Min. 0.25-inch PSFA(’ 12-inch BP-CAS Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSFA. 12 BP-CAS (Optional) 4-inch
S-172. grifielm SECUROCK Gypsum- z't;'ef;:?{( None or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation inch (’) . SBS-CASor BP-CAS or o.c.or -52.5
Fiber Roof Board CAS Coverboard: Min. 0.125-inch TremBoard AC - SBS-CA5 FB7-PSFA,
steel flange) —_—
spatter
. . FB5-TLRA,
l\/lm. ;2 ga. Min. 0.25-inch PSFA(’ 12-inch (Optional) Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSFA. 12 BP-CAS (Optional) 4-inch
S-173. ngZel4O SECUROCK Gypsum- g.tch‘efzzx Asgl\l/?gil SBS-TA Trisotech CGF or EnergyGuard Polyiso Insulation inch (’) . g SB;»CASOI' BP-CA5or | o.c.or -52.5
Fiber Roof Board Coverboard: Min. 0.125-inch TremBoard AC - SBS-CAS FB7-PSFA,
steel flange)
spatter
Min. 22 Min. 0.5-inch HZ:;?;\;C Insulation Layer(s): One or more, min. 1-inch Trisotech G or FB5-TLRA,
¢ : e' B g3 DensDeck, DensDeck | PSFA, 6-inch Primer or Tremco Trisotech CGF PSEA 12- BP-CAS or (Optional) 4-inch
S-174. gride,m Prime or SECUROCK o.c. (every Tremco AVC AVC Max Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- inch (’) c SBS-CAS BP-CA5 or o.c.or -52.5
steel Gypsum-Fiber Roof deck flange) Membrane inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber e SBS-CAS FB7-PSFA,
Board . Roof Board or min. 7/16-inch DEXcell Cement Roof Board spatter
Primer (WB)
Min. 22 ga., . . PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, i FB,S—TLRA’
Min. 0.25-inch BP-CAS - . . (Optional) 4-inch
type B, o.c. (every Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CAS5 or
S-175. SECUROCK Gypsum- None or SBS- X 8 . ) BP-CA5S or o.c.or -67.5
Grade 40 . other deck Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CA5
Fiber Roof Board CA5 - ; SBS-CAS5 FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board spatter

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.
Report No.:  NER-TRM-002.R3 FL16425-R10 IAS
Revision 3: 2026-04-21 ACCREDITED

Prud Cerlif caliar

Page 84 of 224 ey
ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
Min. 22 ga., Min. 0.25-inch PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, Obtional :B.S"LLRA,
type B, . V.2omne o.c. (every (Optional) Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CAS or (Optional) e
S-176. SECUROCK Gypsum- SBS-TA . i . . BP-CAS or o.c.or -67.5
Grade 40 . other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CAS5
Fiber Roof Board — ; SBS-CAS FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board spatter
. . FB5-TLRA,
l\/lm. éZ 835 | Min. 0.25-inch PSFA(' 12-inch BP-CA5 Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSEA. 12 BP-CAG (Optional) 4-inch
S-177. gri?ielm SECUROCK Gypsum- Z.t?\.ef;:ai None or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation inch ; . SBS-CAGor BP-CA6 or o.c.or -52.5
Fiber Roof Board CA5 Coverboard: Min. 0.125-inch TremBoard AC - SBS-CA6 FB7-PSFA,
steel flange) —_—
spatter
. . FB5-TLRA,
l\/lm. éZ 835 | Min. 0.25-inch PSFA(' 12-inch (Optional) Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSEA. 12 BP-CAG (Optional) 4-inch
S-178. gri?ielm SECUROCK Gypsum- Z.t?\.ef;:ai AS?’I\I/CI)Bil SBS-TA Trisotech CGF or EnergyGuard Polyiso Insulation inch ; . SBS-CAGor BP-CA6 or o.c.or -52.5
Fiber Roof Board Coverboard: Min. 0.125-inch TremBoard AC e SBS-CA6 FB7-PSFA,
steel flange)
spatter
Min. 22 Min. 0.5-inch "{/rlem;o AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or FB5-TLRA,
¢ me' B g3 DensDeck, DensDeck | PSFA, 6-inch Pr?r:qerrgre Tremco Trisotech CGF PSFA 12- BP-CAG or (Optional) 4-inch
S-179. gride,40 Prime or SECUROCK o.c. (every Tremco AVC AVC Max Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- inch (’) c SBS-CA6 BP-CA6 or o.c.or -52.5
steel Gypsum-Fiber Roof deck flange) Membrane inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber h SBS-CA6 FB7-PSFA,
Board . Roof Board or min. 7/16-inch DEXcell Cement Roof Board spatter
Primer (WB)
Min. 22 ga., . . PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, i FB.S'TLRA’
Min. 0.25-inch BP-CAS - . . (Optional) 4-inch
type B, o.c. (every Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CA6 or
S-180. SECUROCK Gypsum- None or SBS- ) . ) . BP-CA6 or o.c.or -67.5
Grade 40 . other deck Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CA6
Fiber Roof Board CA5 ST ; SBS-CA6 FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board spatter
Min. 22 ga., Min. 0.25-inch PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, Opti | Z?S'.LLRA’
type B, n. V.2omne o.c. (every (Optional) Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CA6 or (Optional) e
S-181. SECUROCK Gypsum- SBS-TA . i . . BP-CA6 or o.c.or -67.5
Grade 40 . other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CA6
Fiber Roof Board — ; SBS-CA6 FB7-PSFA,
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board
spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 22 SMEIQU(;SEQ? LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G,
¢ n. B ga. Fiber Roof B yps:jum— LRFIA(BG), BP-CA5 Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA or BP-CAS (Optional) EBG
5-182. ype B, foer Roor Boardor 1 12.incho.c. | None orsBs- | Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), LA 0T | Bp.cAS or - 525
Grade 40 Min. 0.5-inch ) A SBS-CA5 PEBATF
(every other CAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. SBS-CAS
steel SECUROCK Cement X R
Roof Board deck flange) Coverboard: Min. 0.125-inch TremBoard AC
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
Min. 22 g/flglguggsz(;h LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G,
¢ N B £a. Fiber Roof B yps;jum» LRFIA(BG), Optional Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA or BP-CAS (Optional) FB6
5-183. ype B, iber Roof Boardor | 15 i g | (Optional) SBS-TA | Shield, ISO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(BG), SRS 0T | Bp.cAS or - 52.5
Grade 40 Min. 0.5-inch ASTM D41 . . SBS-CA5 PEBATF
(every other Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o.c. SBS-CAS5
steel SECUROCK Cement . R
deck flange) Coverboard: Min. 0.125-inch TremBoard AC
Roof Board —_—
Min. 22 Min. 0.5-inch LRFIA, -'Ulemio AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G or LREIA
IN- 2282 | pensDeck, DensDeck LRFIA(BG) or emorane Trisotech CGF . (Optional)
type B, i K Primer or Tremco i . i LRFIA(BG) or | BP-CAS or FB6-
S-184. Grade 40 Prime or SECUROCK PSFA, 6-inch Tremco AVC AVC Max Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- PSFA 12- SBS-CAS BP-CAS5 or PEBATF -52.5
Gypsum-Fiber Roof o.c. (every inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber . ! SBS-CAS5
steel Membrane ;i X inch o.c.
Board deck flange) . Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Primer (WB)
Min. 0.25-inch LRFIA or Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- .
5185 type B, Fiber Roof Board or ;zFi'f(:G)' \ Bf'SCB’;‘:' Shield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or tﬁi:ﬁ(‘;;) BP-CAS or g%péf;a'z FB6- 675
e Grade 40 Min. 0.5-inch (everc olt)};ce-r one EAS Styrofoam Brand Roofmate, Highload 60 or Plazamate 12-inch o ;: SBS-CAS SBS CASO PEBATF -
steel SECUROCK Cement deck \fllan o) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof e
Roof Board & Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch LRFIA Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 ga., SECUROCK Gypsum- LRFIA c;rG Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- LRFIA Optional
s186 type B, Fiber Roof Board or | 0" (h ) (Optional) cgs.a | SMield, 1SO 95+ GL, Multi-Max FA3, RESISTA, Ultra-Max or LRFIA(‘;;) BP-CAS or gppcf;a )| Fee- 675
~100. Grade 40 Min. 0.5-inch -Inch o.c. ASTM D41 - Styrofoam Brand Roofmate, Highload 60 or Plazamate _ | sBs-CA5 A OF | pERATE R
(every other ) . ) 12-inch o.c. SBS-CAS5
steel SECUROCK Cement Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof
deck flange) — ;
Roof Board Board or min. 7/16-inch DEXcell Cement Roof Board
l\/lm. ;2 82+ | Min. 0.25-inch PSFA(’ 12-inch BP-CAS Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSFA. 12 BP-CAS (Optional) FB6
5-187. ype B, SECUROCK Gypsum- | 05 \&Very None or SBS- Trisotech CGF or EnergyGuard Polyiso Insulation PoFA, L2 LA OF | Bp CAS or - 52,5
Grade 40 . other deck . . inch o.c. SBS-CAS5 PEBATF
Fiber Roof Board CAS Coverboard: Min. 0.125-inch TremBoard AC SBS-CA5
steel flange) —_—
xg; ;2 ga. Min. 0.25-inch ZSCFA(;\Z;;nch (Optional) Insulation Layer(s): One or more, min. 1-inch Trisotech G, PSFA. 12 BP-CAS or (Optional) FB6
.C. | . . . - - -
- ’ - - Trisotech CGF or EnergyGuard Polyiso Insulation ! - -52.
S188. | Grade 40 SECUROCK Gypsum- | 1ot deck ASTM D41 SBSTA ' rEnergybu yiso Insuat inch o.c. sBs-CA5 | BPEASON | pegarr 525
Fiber Roof Board Coverboard: Min. 0.125-inch TremBoard AC SBS-CA5
steel flange)
Min. 22 ga Min. 0.5-inch HZ:E‘:‘:‘\QC Insulation Layer(s): One or more, min. 1-inch Trisotech G or
in. . -
’ DensDeck, DensDeck PSFA, 6-inch . Trisotech CGF (Optional)
B 12- BP- B6-
S-189. griie,m Prime or SECUROCK o.c. (every _?:g:i;o/;vc K/ecm'\c/lc;)( Coverboard: Min. 0.125-inch TremBoard AC or min. 0.25- iPnScFP:A(’) c SBPS(,:?ASSOr BP-CAS5 or EESATF -52.5
steel Gypsum-Fiber Roof deck flange) Membrane inch DensDeck, DensDeck Prime or SECUROCK Gypsum-Fiber e SBS-CAS
Board . Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Primer (WB)
in. 22 ga. . . , 12-i Insulation Layer(s): One or more, min. 1-inch Trisotech G, i
Min. 223, | piin.0.25-inch PSFA, 12-inch BP-CAS . . eineh (Optional)
type B, o.c. (every Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CAS or FB6-
S-190. SECUROCK Gypsum- None or SBS- ) i ) . BP-CAS5 or -67.5
Grade 40 Fiber Roof Board other deck CAS Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CA5 SBS-CAS PEBATF
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2B: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck . Barrier MDP
Attach Primer Attach
No. (4.1.2) Type (3.1.4, Type Base PI Pl Cap PI (psf)
ve (3.1.3) 315 ve (3.13) v v prY
Min. 22 ga., Min. 0.25-inch PSFA, 12-inch Insulation Layer(s): One or more, min. 1-inch Trisotech G, (Optional)
s-191 type B, SEIQURbC;rg sum- o.c. (every (Optional) SBS-TA Trisotech CGF or EnergyGuard Polyiso Insulation PSFA, 12- BP-CAS or BP’-)Cllf\);E:)r FB6- 675
: Grade 40 fiber Roof B;’aﬁ ; other deck ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CAS <BS.ChS PEBATF :
steel flange) Board or min. 7/16-inch DEXcell Cement Roof Board
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck o e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap Pl (psf)
Ui (3.1.1, 4.2.3) U (3.1.3) / y i
TPA IN TPA BONDING ADHESIVE:
. Min. 1.5-inch - . . . . %
Min. 22 ga., Type B, ) Additional layer(s), min. 1.5-inch base insulation -37.5
Trisotech G, . 1 per X . R LRFIA or BB1-
S-192. Grade 33 steel or . Section 3.1.1 and/or min. 0.25-inch DensDeck Prime or None None (NO
Trisotech CGF or 2.7 ft2 ) LRFIA(BG) TPABA
structural concrete ) SECUROCK Gypsum-Fiber Roof Board HVHZ)
Trisotech
Additional
Additional Insulation Layer(s): Min. 1.0-inch Insulation
Min. 22 ga., Type B, . . Insufloam IX Layer(s): LRFIA
S-193. Grade 33 steel or :\:;:.Ifzo.gr::):(h ::reei/.sl).l (#14 or #15 zlgftrz Coverboard: Min. 0.25-inch DensDeck Prime, or LRFIA(BG) None None ?EiBA -45.0*
structural concrete ' SECUROCK Gypsum-Fiber Roof Board or DEXcell FA Coverboard:
Glass Mat Roof Board LRFIA or
LRFIA(BG)
. Min. 2-inch - . . . .
Min. 22 ga., Type B, Trisotech G, . 1 per Add|t|ona.l Iayer(s?, min. 1.5-inch baTse insulation LRFIA or BB1-
S-194. Grade 33 steel or . Section 3.1.1 and/or min. 0.25-inch DensDeck Prime or None None -45.0*
Trisotech CGF or 4.0 ft2 . LRFIA(BG) TPABA
structural concrete ) SECUROCK Gypsum-Fiber Roof Board
Trisotech
Min. 2-inch
Min. 22 ga., Type B, .
Trisotech G, . 1 per . . . LRFIA or BB1-
S-195. Grade 33 steel or Trisotech CGF or Section 3.1.1 13 fi2 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) None None TPABA -60.0
structural concrete )
Trisotech
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga. tvoe B Tr;sc'ate::h Gor Tremco #15 EHD Fastener 1 per Trisotech G, Trisotech CGF, Trisotech or Styrofoam LRFIA or BB1-
S-196. Grac.ie 45 s;evzlp ! Styrofoam Brand with Tremco 3” Metal 1 :ftz Brand Deckmate Plus LRFIA(BG), 6- None None TPABA -75.0
¥ Insulation Plate : Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c.
Deckmate Plus Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco LRFIA or
5-197 Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG), 6- None None BB1- -127.5
: Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board . ! TPABA
. inch o.c.
Trisotech Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco LRFIA or
Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK BB1-
SEiE Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board !‘RFIA(BG)' 4 None None TPABA 135.0
i inch o.c.
Trisotech Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Min. 22 ga., Type B, Min. 1.5-inch 1 per Additional layer(s), min. 1.5-inch base insulation BB1- -37.5%
S-199. Grade 33 steel or Trisotech G, Section 3.1.1 ) ;)ftz and/or min. 0.25-inch DensDeck Prime or PSFA None None TPABA (NO
structural concrete Trisotech CGF : SECUROCK Gypsum-Fiber Roof Board HVHZ)
Min. 22 ga., Type B, Min. 2-inch 1 per Additional layer(s), min. 1.5-inch base insulation BB1-
S-200. Grade 33 steel or Trisotech G or Section 3.1.1 4 (;)ftz and/or min. 0.25-inch DensDeck Prime or PSFA None None TPABA -45.0*
structural concrete Trisotech CGF : SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., Type B, Min. 2-inch 1 per BB1-
S-201. Grade 33 steel or Trisotech G or Section 3.1.1 P Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PSFA None None -60.0
. 1.3 ft2 TPABA
structural concrete Trisotech CGF
Min. 1.5-inch
Trisotech G,
Trisotech CGF, Additional Insulation Layer(s):
Min. 22 ga., type B, Trisotech, 1 per Min. 1.5-inch Trisotech, Trisotech G, Trisotech LRFIA, LRFIA BB1-
S-202. Grade 40 steel or EnergyGuard Section 3.1.1 ) gftz CGF or EnergyGuard Polyiso Insulation (BG), PSFA, 12- None None TPABA -45.0
structural concrete Polyiso Insulation, ' Coverboard: Min. 0.25-inch DensDeck Prime, incho.c.
ISO 95+ GL, SECUROCK Gypsum Fiber Roof Board
RESISTA, H-Shield,
Multi-Max FA3
Min. 22 ga., type B Min. 2-inch Tremco #15 EHD Fastener 1 per ‘IA":jiScl)ttIg:IfIG:r;sru‘ll'?'itslg:elz—:ivé(rs(;): (Optional) Min- neh BB1-
S, Grade 40 steel Trisotech G with Tremco 3" Metal 1372 | Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | ToF v &inchoc. | None None TPABA 750
Insulation Plate TS
Roof Board
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, - #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . BB1- -127.5
S Grade 80 steel Tr!sotech Gor Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board PSFA, 6-inch o.c. None None TPABA
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, L #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . BB1-
ST Grade 80 steel Tr!sotech Gor Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board PSFA, 4-inch o.c. None None TPABA 135.0
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:
Min. 22 ga., Type B, Min. 1.5-inch 1 per Additional layer(s), min. 1.5-inch base insulation LRFIA or -37.5%
S-206. Grade 33 steel or Trisotech G or Section 3.1.1 5 ;)ftz and/or min. 0.25-inch DensDeck Prime or LRFIA(BG) None None BB2-TPALV (NO
structural concrete Trisotech : SECUROCK Gypsum-Fiber Roof Board HVHZ)
Additional
Additional Insulation Layer(s): Min. 1.0-inch Insulation
Min. 22 ga., Type B, . . Insufloam IX Layer(s): LRFIA
Min. 2.0-inch 1.1 (#H14 or #1 1
5-207. Grade 33 steel or ln;’:“fogr:& :f;ils) (#14 or #15 5 g ']ftrz Coverboard: Min. 0.25-inch DensDeck Prime, or LRFIA(BG) None None BB2-TPALV | -45.0%
structural concrete ' SECUROCK Gypsum-Fiber Roof Board or DEXcell FA Coverboard:
Glass Mat Roof Board LRFIA or
LRFIA(BG)
Min. 22 ga., Type B, Min. 2-inch 1 per Additional layer(s), min. 1.5-inch base insulation LRFIA or
S-208. Grade 33 steel or Trisotech G or Section 3.1.1 4 (;)ftz and/or min. 0.25-inch DensDeck Prime or LRFIA(BG) None None BB2-TPALV -45.0*
structural concrete Trisotech : SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., Type B, | Min 2inch
$-209 Grade 33 steel or Trisotech G, Section 3.1.1 1Per 1 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | -iH1A ©f None None BB2-TPALV | -60.0
: Trisotech CGF or -+ 13 ft2 - vp LRFIA(BG) '
structural concrete .
Trisotech
in. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 tvpe B 1h_/I!n.t _";CG Tremco #15 EHD Fastener 1 Trisotech G, Trisotech CGF, Trisotech or Styrofoam LRFIA or
S-210. Grl:(.ie 4§as't,eglpe ’ Stnsr?)fi;m Bc:;nd with Tremco 3” Metal 1 ;)?trz Brand Deckmate Plus LRFIA(BG), 6- None None BB2-TPALV -75.0
v Insulation Plate ' Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c.
Deckmate Plus 7Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap Pl (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco LRFIA or
Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK -127.5
S Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board :‘nRFl:A(BG)’ 6 None None BB2-TPALY
Trisotech Stress Plate or Dekfast cho.c.
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco LRFIA or
Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK
S Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board :'nRFl:A(BG)’ 4 None None BB2-TPALV 135.0
Trisotech Stress Plate or Dekfast cho.c.
DF-#15-PH3 with Dekfast
PLT-R-3
Min. 22 ga., Type B, Min. 1.5-inch 1 per Additional layer(s), min. 1.5-inch base insulation -37.5%
S-213. Grade 33 steel or Trisclate.ch G Section 3.1.1 5 ;)ftz and/or min. 0.25-inch DensDeck Prime or PSFA None None BB2-TPALV (NO
structural concrete : SECUROCK Gypsum-Fiber Roof Board HVHZ)
Min. 22 ga., Type B, Min. 2-inch 1 per Additional layer(s), min. 1.5-inch base insulation
S-214. Grade 33 steel or Trisc;tech G Section 3.1.1 4 (;)ftz and/or min. 0.25-inch DensDeck Prime or PSFA None None BB2-TPALV -45.0*
structural concrete : SECUROCK Gypsum-Fiber Roof Board
Min. 1.5-inch
Trisotech G,
Trisotech CGF, Additional Insulation Layer(s):
Min. 22 ga., type B, Trisotech, 1 per Min. 1.5-inch Trisotech, Trisotech G, Trisotech LRFIA, LRFIA BB2-
S-215. Grade 40 steel or EnergyGuard Section 3.1.1 ) Opft2 CGF or EnergyGuard Polyiso Insulation (BG), PSFA, 12- None None TPALYV -45.0
structural concrete Polyiso Insulation, ’ Coverboard: Min. 0.25-inch DensDeck Prime, inch o.c.
ISO 95+ GL, SECUROCK Gypsum Fiber Roof Board
RESISTA, H-Shield,
Multi-Max FA3
Min. 22 ga., Type B, Min. 2-inch 1 per BB2-
S-216. Grade 33 steel or Trisotech G or Section 3.1.1 P Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | PSFA None None -60.0
) 1.3 ft2 TPALV
structural concrete Trisotech CGF
T #15 EHD Fast Additional Insulation Layer(s): (Optional) Min. 1-inch
remco astener ’ -
Min. 22 ga., type B, Min. 2-inch A ” 1 per Trisotech G or Trisotech CGF . BB2-
52171 Grade 40 steel Trisotech G with Tremco 3" Metal 13ft2 | Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | '~/ 6-ncho-c. | None None TPALV 730
Insulation Plate
Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, - #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . BB2- -127.5
S Grade 80 steel Trisotech G or Tremco Disc 3 in. Steel 1.0 | Gypsum-Fiber Roof Board PSFA, -inch o.c. | None None TPALV
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, o #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . BB2-
-219. T h b , 4-inch o.c. -135.
22 Grade 80 steel r!sotec Gor Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board PSFA, 4-inch o.c None None TPALV 135.0
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
TPA FB IN HOT ASPHALT OR THERMASTIC:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 2-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
T !”'t "’;CG Max FA3, RESISTA, Ultra-Max or Styrofoam Brand ontional
Min. 22 ga., type B, E::‘: eéuar’d Loer | Roofmate, Highload 60 or Plazamate LRFIA or BP-AA, SBS- :BP?A'X”:;S_ FB1-HAOr | -37.5*
S-220. Grade 33 steel or .gy . Section 3.1.1 P Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- AA, BP-SEBS 4 FB2- (NO
Polyiso Insulation, 4.0 ft2 —— . . . . AA, BP-SEBS
structural concrete X 0.5-inch Structodek HD with Primed Red Coating, inch o.c. or SBS-SEBS THERM HVHZ)
H-Shield, 1SO 95+ . . . or SBS-SEBS
GL min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, o Tremco #1410 with LRFIA or LRFIA (Optional) (Optional) FB1-HA or
Min. 2-inch R . . 1 per . . . BP-AA, SBS- BP-AA, SBS- «
S-221. Grade 33 steel or ) Tremco Disc 3 in. Ribbed N Min. 0.5-inch DensDeck (BG), 12-inch FB2- -45.0
structural concrete Trisotech G Steel Stress Plate 201t o.c AA, BP-SEBS | AA, BP-SEBS THERM
h or SBS-SEBS or SBS-SEBS
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
I !”'t : r;"gsc Max FA3, RESISTA, Ultra-Max or Styrofoam Brand (Options)
Min. 22 ga., type B, E::‘: eéuar’d Loer | RoOfmate, Highload 60 or Plazamate LRFIA or BP-AA, SBS- BP?A;”:BS_ FB1-HA or
S-222. Grade 33 steel or gy . Section 3.1.1 P Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- AA, BP-SEBS / FB2- -45.0*
Polyiso Insulation, 2.0 ft2 " . . . . AA, BP-SEBS
structural concrete H-Shield. ISO 95+ 0.5-inch Structodek HD with Primed Red Coating, inch o.c. or SBS-SEBS or SBS-SEBS THERM
GL ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or (Optional)
Min. 22 ga, type B, | .o Lo | Plazamate LRFIA or BP-AA, SBS- BP?A'Z”:BS_ FB1-HA or
S-223. Grade 40 steel or Trisatech G Section 3.1.1 5 gftl Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- AA, BP-SEBS AA BP,-SEBS FB2- -52.5
structural concrete ' DEXcell FA Glass Mat Roof Board or SECUROCK inch o.c. or SBS-SEBS or éBS—SEBS THERM
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
. . ) . . ) ! (Optional)
Min. 22 ga., type B, Min. 2-inch 1 Additional Insulation Layer(s): (Optional) Min. 1-inch | LRFIA or BP-AA, SBS- BP-AA SBS FB1-HA or
S-224. Grade 40 steel or Tr:;te-:;cG Section 3.1.1 5 g?trz base insulation LFRIA(BG), 12- AA, BP-SEBS AA- BP’-SEB-S FB2- 525
structural concrete ’ Coverboard: Min. 0.125-inch TremBoard AC inch o.c. or SBS-SEBS . THERM
or SBS-SEBS
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Trisotech G, ISO Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- Layer(s): LRFIA
- or LRFIA(BG), 12- i
Min. 22 ga., type B, 95+ (?L, RESISTA, Tremeo #14 HD Fastener Max FA3, RE?ISTA, Ultra-Max or Styrofoam Brand . (BG) BP_AA, SBS (Optional) FBL-HA or
Multi-Max FA3, . ” 1 per Roofmate, Highload 60 or Plazamate inch o.c. BP-AA, SBS-
S-225. Grade 40 steel or with Tremco 3” Metal X K . AA, BP-SEBS FB2- -60.0
structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Coverboard: or SBS-SEBS AA, BP-SEBS THERM
Styrofoam Brand Primed Red Coating, DensDeck Prime, DEXcell FA LRFIA or or SBS-SEBS
Roofmate, Highload Glass Mat Roof Board, SECUROCK Gypsum-Fiber LRFIA(BG), 6-
60 or Plazamate Roof Board or SECUROCK Cement Roof Board or inch o.c.
min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch . . s L Additional
Trisotech G, IO Ac!dmonal Insu.Iatlon Layer(s): (Optional) Mln.v 1-inch Laver(s): LRFIA
95+ GL RESISTA Trisotech G, Trisotech CGF, EnergyGuard Polyiso or LRFIA(BG), 12- (Optional)
Min. 22 ga., type B, Multi-l\,/lax £A3 ’ Tremco #14 HD Fastener 1 per Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- inch o.c ’ BP-AA, SBS- BP?AA <BS- FB1-HA or
S-226. Grade 40 steel or ’ with Tremco 3” Metal p Max FA3, RESISTA, Ultra-Max or Styrofoam Brand o AA, BP-SEBS 4 FB2- -60.0*
Ultra-Max or . 2.0 ft2 K Coverboard: AA, BP-SEBS
structural concrete Insulation Plate Roofmate, Highload 60 or Plazamate T — or SBS-SEBS THERM
Styrofoam Brand ) ) LRFIA or or SBS-SEBS
. Coverboard: Min. 1-inch MONOBOARD Plus (no
Roofmate, Highload - . . LRFIA(BG), 6-
extrapolation permitted for ribbon attachment) .
60 or Plazamate inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or i
Min. 22 ga., type B, o v € LRFIA or Bp-aa, sps- | (Optional) FB1-HA or
5-227 Grade 33 steel or Min. 2-inch Section 3.1.1 Lper | Plazamate LRFIA(BG), 6- AA, BP-sEBs | BPAASES | oo 675
’ structural concrete Trisotech G - 1.0ft2 | Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell inch o.c ! or ’SBS»SEBS AA, BP-SEBS THERM .
FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber - or SBS-SEBS
Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
. inch Additional Insulation Layer(s): (Optional) Min. 1-inch
_ll\_/l!n. t2—|r;]cG Trisotech G, Trisotech CGF, Trisotech, RESISTA or Optional
Min. 22 ga. tvpe B REZTS"I?; or ! Tremco #15 EHD Fastener 1 ver Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-AA, SBS- LPE’A':”:B)S_ FB1-HA or
5-228. e 45 S't'eglp " ctvrofonm Brand with Tremco 3” Metal . 3" w2 | Plazamate LRFIA(BG), 6- AA, BP-SEBS | 7S | FB2- 1125
¥ . Insulation Plate : Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c. or SBS-SEBS ! THERM
Roofmate, Highload . X or SBS-SEBS
Roof Board or min. 7/16-inch DEXcell Cement Roof
60 or Plazamate
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. Min. 2-inch Insulation (Optional)
. . - - - -37.5*%
Min. 22 g3, type B, | 1 tech G or . 1per | Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-AA, SBS- | pp aa, sps- | FBLHAOr
S-229. Grade 33 steel or Section 3.1.1 P ——— . . . AA, BP-SEBS FB2- (NO
structural concrete EnergyGuard 4.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. or SBS-SEBS AA, BP-SEBS THERM HVHZ)
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass or SBS-SEBS
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, . (Optional) (Optional)
$-230 Grade 33 steel or Min. 2-inch EEEEZ g,l_il;) ivr:”t:ibbed 1 per Min. 0.5-inch DensDeck PSFA, 12-inch BP-AA, SBS- BP-AA, SBS- Eg;_HA or 45.0*
: min. 2,500 psi Trisotech G Steel Stress Platé 2.0 ft2 o o.c. AA, BP-SEBS | AA, BP-SEBS THERM ’
concrete or SBS-SEBS or SBS-SEBS
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. Min. 1.5-inch Insulation (Optional)
Min. 22 ga., type B, Trisotech G or . 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-AA, SBS BP-AA, SBS- FB1-HA or
S-231. Grade 33 steel or Section 3.1.1 S — R R X AA, BP-SEBS FB2- -45.0*
structural concrete EnergyGuard 2.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. or SBS-SEBS AA, BP-SEBS THERM
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass or SBS-SEBS
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B Additional Insulation Layer(s): (Optional) Min. 1-inch BP-AA, SBS- (Optional) FB1-HA or
)y " ! Min. 2-inch . 1 per X X ’ ' PSFA, 12-inch ! BP-AA, SBS-
S-232. Grade 40 steel or Trisotech G Section 3.1.1 202 base insulation oc AA, BP-SEBS AA BP-SEBS FB2- -52.5
structural concrete ' Coverboard: Min. 0.125-inch TremBoard AC e or SBS-SEBS . THERM
E— or SBS-SEBS
Additional Insulation Layer(s): (Optional) Min. 1-inch
Tnsﬁt(;ch G, Trisotech CGF or EnergyGuard Polyiso Additional (optional)
. nsulation ptiona
.22 ga. B, . . 14 HD Layer(s): PSFA, BP-AA, SBS- B1-
Min. 22 g3, type B, |\ 5 inch Tremco #14 HD Fastener 1per | Coverboard: Min. 0.5-inch Structodek HD with , P-AA,SBS- | pp aa, sps- | TBLHAOr
S-233. Grade 40 steel or . with Tremco 3” Metal - ; A 12-inch o.c. AA, BP-SEBS FB2- -60.0
structural concrete Trisotech G Insulation Plate 2.0 ft2 Primed Red Coating, DensDeck Prime, DEXcell FA Coverboard: or SBS-SEBS AA, BP-SEBS THERM
Glass Mat Roof Board or SECUROCK Gypsum-Fiber 7PSFA 6—'ncf’; oc or SBS-SEBS
Roof Board or min. 7/16-inch DEXcell Cement Roof » 07l o
Board
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Additional Insulation Layer(s): (Optional) Min. 1-inch
. Trisotech G or Trisotech CGF (Optional)
Min. 22 ga., t B, . . . . . BP-AA, SBS- FB1-HA
5-234 Grle:]de 3§asteglpc?r Min. 2-inch Section 3.1.1 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell PSFA. 6-inch o.c AA BP-SEBS BP-AA, SBS- FB2- or 675
! structural concrete Trisotech G o 1.0 ft2 FA Glass Mat Roof Board or SECUROCK Gypsum- ’ - or ,SBS-SEBS AA, BP-SEBS THERM :
Fiber Roof Board or min. 7/16-inch DEXcell Cement or SBS-SEBS
Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional)
Min. 22 ga. tvoe B Min. 2-inch Tremco #15 EHD Fastener 1 per Trisotech G or Trisotech CGF BP-AA, SBS- BP?AA SBS- FB1-HA or
$-235. . 4§ s.tleeYIp | e with Tremco 3” Metal . 3" % | Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | PSFA, 6-incho.c. | AA,BP-SEBS | 2P | FB2- 1125
Insulation Plate : Roof Board or min. 7/16-inch DEXcell Cement Roof or SBS-SEBS ! THERM
or SBS-SEBS
Board
Min. 22 ga., type B, . (Optional) (Optional)
S-236 Grade 33 steel or Min. 2-inch 1:2222 #I;lljcl;) ivr:”t:ibbed 1 per Min. 0.5-inch DensDeck Hot asphalt BP-AA, SBS- BP-AA, SBS- Eg;—HA Or -45.0*
i min. 2,500 psi Trisotech G Steel Stress PIaté 2.0 ft2 o P AA, BP-SEBS | AA, BP-SEBS THERM ’
concrete or SBS-SEBS or SBS-SEBS
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Trisotech G, 1SO Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., type B, 95+ QL, RESISTA, Tremco #14 HD Fastener Max FA3, RE‘SISTA, Ultra-Max or Styrofoam Brand BP-AA, SBS- (Optional) FBI-HA or
Multi-Max FA3, . ” 1 per Roofmate, Highload 60 or Plazamate BP-AA, SBS-
S-237. Grade 40 steel or with Tremco 3” Metal . R . Hot asphalt AA, BP-SEBS FB2- -60.0
structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. or SBS-SEBS AA, BP-SEBS THERM
Styrofoam Brand 0.5-inch Structodek HD with Primed Red Coating, or SBS-SEBS
Roofmate, Highload DensDeck Prime, DEXcell FA Glass Mat Roof Board,
60 or Plazamate SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Cement Roof Board
Min. 2-inch
Trisotech G, I1SO Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, 95+ (:iL, RESISTA, Tremco #14 HD Fastener Trlsote‘ch G, Trlsotech CGF-, EnergyGuard Poly|sq BP-AA, SBS- (Optional) FB1-HA or
Multi-Max FA3, R ” 1 per Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- BP-AA, SBS-
S-238. Grade 40 steel or with Tremco 3” Metal Hot asphalt AA, BP-SEBS FB2- -60.0*
tructural " Ultra-Max or Insulation Plat 2.0 ft2 Max FA3, RESISTA, Ultra-Max or Styrofoam Brand SBS-SEBS AA, BP-SEBS THERM
structural concrete Styrofoam Brand nsufation Flate Roofmate, Highload 60 or Plazamate or or SBS-SEBS
Roofmate, Highload Coverboard: Min. 1-inch MONOBOARD Plus
60 or Plazamate
GMr:asgi't,etglpsrB' Min. 2-inch Tremco #1410 with 1 per g[—):znsg& :3%?::”:25_ FB1-HAor
S-239. min. 2,500 psi Trisotech G ;’trsg;;t:rlisscp?l»;:é Ribbed 1.0 f2 Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board Hot asphalt AA, BP-SEBS | AA, BP-SEBS _II:_ﬁZE—RM -67.5
concrete or SBS-SEBS or SBS-SEBS
Min. 2-inch .
Min. 22 ga., type B, | Trisotech G, 15O Tremco #14 HD Fastener BP-AA, sBs- | (OPtonal gy a0
-2 83, Lype B, " . - 1per | Min.0.125-inch TremBoard AC or min.0.5-inch g BP-AA, SBS-
S-240. Grade 40 steel or 95+ GL, Multi-Max with Tremco 3” Metal 202 Structodek HD with Primed Red Coatin Hot asphalt AA, BP-SEBS AA. BP-SEBS FB2- -67.5
structural concrete FA3, RESISTA, Ultra- | Insulation Plate ’ e or SBS-SEBS i THERM
Max or SBS-SEBS

TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Min. 1.5-inch
Ir!sotec: g’GF Additional Insulation Layer(s):
. r!so ec ! Min. 1.5-inch Trisotech, Trisotech G, Trisotech
Min. 22 ga., type B, Trisotech, 1 per CGF or EneravGuard Polyiso Insulation LRFIA, LRFIA FB3-TPABA
S-241. Grade 40 steel or EnergyGuard Section 3.1.1 P ) &y i (BG), PSFA, 12- None None or FB4- -45.0
. . 2.0ft .
structural concrete Polyiso Insulation, ) ) . incho.c. FBWB
1SO 95+ GL Coverboard: Min. 0.25-inch DensDeck Prime,
RESISTA. H-Shield SECUROCK Gypsum Fiber Roof Board
Multi-Max FA3
Additional
. . . . Insulation
Additional Insulation Layer(s): Min. 1.0-inch —
Min. 22 ga., Type B, . . verls) Layer(s): LRFIA FB3-TPABA
Min. 2.0-inch See 3.1.1 (#14 or #15 1 per Insufloam IX .
S-242. Grade 33 steel or ) ) ) or LRFIA(BG) None None or FB4- -45.0
Insulfoam IX screws) 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime or
structural concrete P——— ) Coverboard: FBWB
SECUROCK Gypsum-Fiber Roof Board
LRFIA or
LRFIA(BG)
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Min. 1.5-inch
in. . . . . . - , -37.5%
5243 GMrl:d:23§itleEI/F:)i B, Trisotech G, Section 3.1.1 1 per Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or None None ig_sir;l—cLhRA NO
: Trisotech CGF or o 2.7 ft2 Gypsum-Fiber Roof Board LRFIA(BG) (
structural concrete . o.c. HVHZ)
Trisotech
Additional
. . e . Insulation FB5-TLRA,
Min. 22 ga., Type B, . . Additional Insulation Layer(s): Min. 1.0-inch Laver(s): LRFIA 12-inch
Min. 2.0-inch See 3.1.1 (#14 or #15 1 per Insufloam IX
S-244. Grade 33 steel or . ; ) or LRFIA(BG) None None o.c.or -45.0*
Insulfoam IX screws) 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime or
structural concrete SECUROCK Gypsum-Fiber Roof Board Coverboard: FBI-PSFA,
ypsu LRFIA or spatter
LRFIA(BG)
R Min. 2-inch
5045 GMrI:djggiteZZi B | Trisotech G, Section 311 1per | Min.0.25-inch DensDeck Prime or SECUROCK LRFIA or None None igi'nTcLhRA' 45.0%
: Trisotech CGF or - 4.0 ft2 Gypsum-Fiber Roof Board LRFIA(BG) '
structural concrete ) o.c.
Trisotech
Min. 2-inch
Min. 22 ga., Type B, .
Trisotech G, . 1 per . . . LRFIA or FB5-TLRA,
S-246. Grade 33 steel or Trisotech CGF or Section 3.1.1 13 f2 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) None None 6uinch o.c. -60.0
structural concrete )
Trisotech
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga. tvoe B Tr;gc.)teér;cG or Tremco #15 EHD Fastener 1 per Trisotech G, Trisotech CGF, Trisotech or Styrofoam LRFIA or FBS-TLRA
5-247. - <283, ype b, with Tremco 3” Metal P Brand Deckmate Plus LRFIA(BG), 6- None None 4 | 750
Grade 40 steel Styrofoam Brand . 1.3 ft2 ) . ) . 6-inch o.c.
Insulation Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c.
Deckmate Plus Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal FBS-TLRA
Min. 2-inch Insulation Plate, Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or d-incho c,
s-248 Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 6- None None or FB7- - 1275
! Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof . ! :
. inch o.c. PSFA,
Trisotech Stress Plate or Dekfast Board it
DF-#15-PH3 with Dekfast spatter
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal FBS-TLRA
Min. 2-inch Insulation Plate, Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or 4inch o c,
$-249 Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 4- None None or FB7- o 135.0
! Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof . ’ !
. inch o.c. PSFA,
Trisotech Stress Plate or Dekfast Board trer
DF-#15-PH3 with Dekfast spatte
PLT-R-3
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 2-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
T !n.t ":'CG Max FA3, RESISTA, Ultra-Max or Styrofoam Brand FB5-TLRA,
Min. 22 ga., type B, E::? ef';‘uarld 1 ver Roofmate, Highload 60 or Plazamate LRFIA or BP-CAS or (Optional) 4-inch o.c. -37.5%
S-250. Grade 33 steel or Pol i:; Insulation Section 3.1.1 4 gftz Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- SBS-CAS BP-CAS or or FB7- (NO
structural concrete H—S\}/ﬂeld SO 95+’ : 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CA5 PSFA, HVHZ)
6L ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass spatter
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch
DensDeck, Additional Insulation Layer(s): Min. 1-inch Atlas FBS-TLRA
DensDeck Prime, Tremco #12 DP Fastener ThermalStar Type Il (Optional) 4-in-ch o c,
5251 Min. 22 ga., type B, DEXcell FA Glass or Tremco #14 HD 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell LRFIA or BP-CAS5 or BP?CAS or or FBT- v 45.0%
: Grade 40 steel Mat Roof Board or Fastener with Tremco 3” 3.2ft? FA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA(BG) SBS-CAS SBS-CAS PSEA '
SECUROCK Metal Insulation Plate Fiber Roof Board or SECUROCK Cement Roof Board s att,er
Gypsum-Fiber Roof or min. 7/16-inch DEXcell Cement Roof Board P
Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
T !n.t ' r_]"éc Max FA3, RESISTA, Ultra-Max or Styrofoam Brand FB5-TLRA,
Min. 22 ga., type B, E::? eguarld 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-CAS or (Optional) 4-inch o.c.
S-252. Grade 33 steel or Pol EZJ Insulation Section 3.1.1 ) gftz Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- SBS-CAS BP-CAS or or FB7- -45.0*
structural concrete H-S\:\ield SO 95+’ ' 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CAS PSFA,
6L ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass spatter
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or FB5-TLRA,
Min. 22 ga., type B, N Plazamate LRFIA or (Optional) 4-inch o.c.
Min. 2-inch 1 BP-CA
5-253. Grade 40 steel or Tr::ote:;]cG Section 3.1.1 5 g :ftrz Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- sss(-:c :5” BP-CASor | or FB7- 525
structural concrete ' DEXcell FA Glass Mat Roof Board or SECUROCK inch o.c. SBS-CAS PSFA,
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK spatter
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
FB5-TLRA,
i Additional Insulation Layer(s): (Optional) Min. 1-inch i -i .C.
Min. 22 ga., type B, Min. 2-inch . 1 per it nsulati yer(s): (Optional) Min. 1-i LRFIA or BP-CAS or (Optional) 4-inch o.c
S-254. Grade 40 steel or Trisotech G Section 3.1.1 201 base insulation LFRIA(BG), 12- SBS-CAS BP-CAS or or FB7- -52.5
structural concrete : Coverboard: Min. 0.125-inch TremBoard AC inch o.c. SBS-CA5 PSFA,
spatter
Min. 2-inch Additional
Trisotech G, 1SO Additional Insulation Layer(s): (Optional) Min. 1-inch | Layer(s): LRFIA FBS-TLRA
Min. 22 t B 95+ GL, RESISTA, Tremco #14 HD Fastener base insulation or LRFIA(BG), 12- (Optional) 4 in_ch o cl
In. 22 ga. ype &, Multi-Max FA3, emco ,, astene 1 per Coverboard: Min. 0.5-inch Structodek HD with inch o.c. BP-CAS5 or ptiona -
S-255. Grade 40 steel or with Tremco 3” Metal — ; : BP-CAS or or FB7- -60.0
structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Primed Red Coating, DensDeck Prime or SECUROCK Coverboard: SBS-CA5 SBS-CAS PSEA
Styrofoam Brand Cement Roof Board or min. 7/16-inch DEXcell LRFIA or s att;:r
Roofmate, Highload Cement Roof Board LRFIA(BG), 6- P
60 or Plazamate inch o.c.
Additi 11 lation L : (Opti 1) Min. 1-inch
bas; ilr(::l?latri];i ation Layer(s): (Optional) Min. 1-inc FB5-TLRA,
Min. 22 ga., type B, . . . . . LRFIA or (Optional) 4-inch o.c.
Min. 2-inch . 1 per Coverboard: Min. 0.5-inch DensDeck Prime BP-CAS or
-256. 1. P—— ! L| BG), 6- BP- B7- -67.
S0 Grade 40 steel or Trisotech G Section 3.1.1 102 | SECUROCK Gypsum-Fiber Roof Board or SECUROCK | -i-A(BG), 6 SBS-CAS P-CASor | or FB7 675
structural concrete ) : inch o.c. SBS-CA5 PSFA,
Cement Roof Board or min. 7/16-inch DEXcell spatter
Cement Roof Board P
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Tr::(')te':;c . Trisotech G, Trisotech CGF, Trisotech, RESISTA or FB5-TLRA,
’ Styrof Brand Roofmate, Highload 60 i -i .C.
Min. 22 ga., type B, RESISTA or Tr-emco #15 El-lilD Fastener 1 per yrofoam Brand Roofmate, Highloa or LRFIA or BP-CAS or (Optional) 4-inch o.c
S-257. Grade 40 steel Styrofoam Brand with Tremco 3” Metal 13 fi2 Plazamate LRFIA(BG), 6- SBS-CAS BP-CAS or or FB7- -112.5
Rc:/ofmate Highload Insulation Plate : Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c. SBS-CAS PSFA,
» e Roof Board or min. 7/16-inch DEXcell Cement Roof spatter
60 or Plazamate
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 2-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Trisc.atecth Max FA3, RESISTA, Ultra-Max or Styrofoam Brand FB5-TLRA,
Min. 22 ga., type B, Ener Guar,d 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-CAG or (Optional) 4-inch o.c. -37.5*
5-258. Grade 33 steel or ol i‘(’) o on | Section3.1.1 . g o | Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- cho.Cre BP-CA6or | or FB7- (NO
structural concrete H—S\}/ﬂeld IS0 95+' ' 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CA6 PSFA, HVHZ)
6L ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass spatter
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch
DensDeck, Additional Insulation Layer(s): Min. 1-inch Atlas FB5-TLRA
DensDeck Prime, Tremco #12 DP Fastener ThermalStar Type Il (Optional) 4-incho c,
5-259 Min. 22 ga., type B, DEXcell FA Glass or Tremco #14 HD 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell LRFIA or BP-CA6 or BP?CA6 or or FBT- " 45.0%
: Grade 40 steel Mat Roof Board or Fastener with Tremco 3” 3.2 ft2 FA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA(BG) SBS-CA6 SBS-CAG PSEA '
SECUROCK Metal Insulation Plate Fiber Roof Board or SECUROCK Cement Roof Board s att;zr
Gypsum-Fiber Roof or min. 7/16-inch DEXcell Cement Roof Board P
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Tr:;‘)téch'gc Max FA3, RESISTA, Ultra-Max or Styrofoam Brand FB5-TLRA,
Min. 22 ga., type B, Ener Guarld 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-CAG or (Optional) 4-inch o.c.
$-260. | Grade 33 steel or e o | Section3.1.1 , 0% | Coverboard: Min. 0.125-inch TremBoard AC, min. | LRFIA(BG), 12 | c""% BP-CAGor | or FB7- -45.0*
structural concrete H—STwieId SO 95+’ : 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CA6 PSFA,
6L ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass spatter
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or FB5-TLRA,
Min. 22 ga., type B, . . Plazamate LRFIA or (Optional) 4-inch o.c.
S-261. Grade 40 steel or 1’\'/r|::ot2e:r11c2 Section 3.1.1 21(;):2 Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- SBBPS?élfsor BP-CA6 or or FB7- -52.5
structural concrete : DEXcell FA Glass Mat Roof Board or SECUROCK inch o.c. SBS-CA6 PSFA,
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK spatter
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
FB5-TLRA,
Min. 22 ga., type B, . . Additional Insulation Layer(s): (Optional) Min. 1-inch | LRFIA or (Optional) 4-inch o.c.
5-262. Grade 40 steel or "I\'/rl::o tze :;fg Section 3.1.1 21 g:ftrz base insulation LFRIA(BG), 12- SB;S%;‘” BP-CAGor | or FB7- 52.5
structural concrete ' Coverboard: Min. 0.125-inch TremBoard AC inch o.c. SBS-CA6 PSFA,
spatter
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Trisotech G, 1SO Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- Layer(s): LRFIA FBS-TLRA
. 95+ GL, RESISTA, Max FA3, RESISTA, Ultra-Max or Styrofoam Brand or LRFIA(BG), 12- X . 4
Min. 22 ga., type B, . Tremco #14 HD Fastener . . (Optional) 4-inch o.c.
Multi-Max FA3, . ” 1 per Roofmate, Highload 60 or Plazamate inch o.c. BP-CA6 or
S-263. Grade 40 steel or with Tremco 3” Metal . . . BP-CA6 or or FB7- -60.0
structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Coverboard: SBS-CA6 SBS-CA6 PSEA
Styrofoam Brand Primed Red Coating, DensDeck Prime, DEXcell FA LRFIA or s att’er
Roofmate, Highload Glass Mat Roof Board, SECUROCK Gypsum-Fiber LRFIA(BG), 6- P
60 or Plazamate Roof Board or SECUROCK Cement Roof Board or inch o.c.
min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch | Additional
Trisotech G, ISO Trisotech G, Trisotech CGF, EnergyGuard Polyiso Layer(s): LRFIA FB5-TLRA
Min. 22 ¢ B 95+ GL, RESISTA, T #14 HD Fast Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- or LRFIA(BG), 12- (Optional) d-inch o c’
In. 22 ga., type B, Multi-Max FA3, remco ” astener 1 per Max FA3, RESISTA, Ultra-Max or Styrofoam Brand inch o.c. BP-CA6 or ptiona -
S-264. Grade 40 steel or with Tremco 3” Metal . BP-CA6 or or FB7- -60.0*
structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Roofmate, Highload 60 or Plazamate Coverboard: SBS-CA6 SBS-CAG PSFA
Styrofoam Brand Coverboard: Min. 1-inch MONOBOARD Plus or Min. LRFIA or s att’er
Roofmate, Highload 2-inch TOPROCK DD Plus (no extrapolation LRFIA(BG), 6- P
60 or Plazamate permitted for ribbon attachment) inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
. FB5-TLRA,
. Styrofoam Brand Roofmate, Highload 60 or X R
Min. 22 ga., type B, Min. 2-inch 1 per Plazamate LRFIA or BP-CAG or (Optional) 4-inch o.c.
-265. Grade 40 steel e Section 3.1.1 ) . . LRFIA(BG), 6- - BP-CA6 FB7- -67.5
S st:icfuralscssc(r)erte Trisotech G ection 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell inch O(c ) SBS-CA6 SBS»CAGor g;FA
FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber - s att,er
Roof Board or SECUROCK Cement Roof Board or P
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Dekfast DF-#15-PH3 with Additional Insulation Layer(s): (Optional) Min. 1-inch
Dekfast PLT-R-3, Tremco Trisotech G, Trisotech CGF, Trisotech, RESISTA or FB5-TLRA
Min. 2-inch #1510 XHD Fastener with Styrofoam Brand Roofmate, Highload 60 or LRFIA o (Optional) 4-in;h o c,
$-266 Min. 22 ga., type B, Trisotech G, Tremco Disc Ribbed 3 in. 1 per Plazamate LRFIA(BG), 6- BP-CA6 or BP?CAES or or FB7- - 975
: Grade 80 steel Trisotech CGF or Steel Stress Plate, Tremco 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, inch o.c ! SBS-CA6 SBS-CAG PSFA :
Trisotech #15 EHD Fastener with SECUROCK Gypsum-Fiber Roof Board or SECUROCK e s att,er
Tremco 3” Metal Cement Roof Board or min. 7/16-inch DEXcell P
Insulation Plate Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or FB5-TLRA,
Min. 22 ga., type B, . . Plazamate LRFIA or . 4-inch o.c.
$-267. | Grade 33 steel or ﬁ::otlecsh"gh Section 3.1.1 21 of2 | Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 12- | SBS-TA g‘;‘s’f'T‘X‘a') or FB7- -45.0*
structural concrete ' DEXcell FA Glass Mat Roof Board, SECUROCK inch o.c. PSFA,
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK spatter
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., Type B, Min. 1.5-inch . . . FB5-TLRA, -37.5*
S-268. Grade 33 steel or Trisotech G or Section 3.1.1 1 per Min. 0.25 .mCh DensDeck Prime or SECUROCK PSFA None None 12-inch (NO
. 2.7 ft2 Gypsum-Fiber Roof Board
structural concrete Trisotech CGF o.c. HVHZ)
Min. 22 ga., Type B, Min. 2-inch . . . FB5-TLRA,
S-269. Grade 33 steel or Trisotech G or Section3.1.1 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK PSFA None None 12-inch -45.0*
) 4.0 ft2 Gypsum-Fiber Roof Board
structural concrete Trisotech CGF o.c.
Min. 22 ga., Type B, Min. 2-inch 1 per FBS-TLRA
S-270. Grade 33 steel or Trisotech G or Section 3.1.1 P Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PSFA None None R § -60.0
) 1.3 ft2 6-inch o.c.
structural concrete Trisotech CG
Additi 11 lation L : i 1) Min. 1-inch
) ‘ ‘ Tremco #15 EHD Fastener d-dltlona nsu aFlon ayer(s): (Optional) Min. 1-inc
5271 Min. 22 ga., type B, Min. 2-inch with Tremeo 3” Metal 1 per Trisotech G or Trisotech CGF PSEA. 6-inch o.c None None FB5-TLRA, 75.0
: Grade 40 steel Trisotech G . 1.3 ft2 Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber ’ - 6-inch o.c. !
Insulation Plate S
Roof Board
Tremco #15 EHD Fastener
with Tr'emco 3” Metal FB5-TLRA,
Min. 2-inch Insulation Plate, Tremco dinch o.c
5272, Min. 22 ga., Type B, Trisotech G or #1510 XHP Fastener with 1 per Min. O.5—|r.u:h DensDeck Prime or SECUROCK PSFA, 6-inch o.c. None None or FB7- 1275
Grade 80 steel . Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board
Trisotech CGF PSFA,
Stress Plate or Dekfast spatter
DF-#15-PH3 with Dekfast P
PLT-R-3
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tr‘emco 3” Metal FBS-TLRA,
Min. 2-inch Insulation Plate, Tremco a-inch o.c
5-273. Min. 22 ga., Type B, Trisotech G or #1510 XHP Fas-tener with 1 per Min. 0.5—|r'1ch DensDeck Prime or SECUROCK PSFA, d-inch o.c. None None or FB7- 135.0
Grade 80 steel . Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board
Trisotech CGF PSFA,
Stress Plate or Dekfast it
DF-#15-PH3 with Dekfast spatter
PLT-R-3
Additional Insulation Layer(s): (Optional) Min. 1-inch
i 2uinch T;;C;;iii,hn& Trisotech CGF or EnergyGuard Polyiso FBS-TLRA,
in. . e i ] c. | -37.5*
Min. 22 ga., type B, Trisotech G or . 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-CAS or (Optional) 4-inch o.c
S-274. Grade 33 steel or Section 3.1.1 P . . . BP-CAS or or FB7- (NO
structural concrete EnergyGuard 4.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CAS SBS-CAS PSEA HVHZ)
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass s att,er
Mat Roof Board, SECUROCK Gypsum-Fiber Roof P
Board or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
. . Trlsotth G, Trisotech CGF or EnergyGuard Polyiso FB5-TLRA,
Min. 22 ga., type B Min. 1.5-inch Insulation (Optional) 4-inch o.c
- 2283, ype b, Trisotech G or . 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-CAS or P -
S-275. Grade 33 steel or Section 3.1.1 ——— . . . BP-CAS or or FB7- -45.0*
structural concrete EnergyGuard 2.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CAS SBS-CAS PSFA
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass s att;zr
Mat Roof Board, SECUROCK Gypsum-Fiber Roof P
Board or min. 7/16-inch DEXcell Cement Roof Board
FBS-TLRA,
Min. 22 ga., type B, Min. 2-inch . 1 per Addlt}onal Il?sulatlon Layer(s): (Optional) Min. 1-inch PSFA, 12-inch BP-CAS or (Optional) 4-inch o.c.
S-276. Grade 40 steel or Trisotech G Section 3.1.1 202 base insulation oc SBS-CAS BP-CAS or or FB7- -52.5
structural concrete ’ Coverboard: Min. 0.125-inch TremBoard AC - SBS-CA5 PSFA,
spatter
Additional Insulation Layer(s): (Optional) Min. 1-inch | Additional FB5-TLRA,
Min. 22 ga., type B, Min. 2-inch Tremco #14 HD Fastener 1 per base insulation Layer(s): PSFA BP-CAS or (Optional) 4-inch o.c.
S-277. Grade 40 steel or Trisc;tech G with Tremco 3” Metal ) (;)ftz Coverboard: Min. 0.5-inch Structodek HD with 12-incho.c. SBS-CAS BP-CAS or or FB7- -60.0
structural concrete Insulation Plate : Primed Red Coating or DensDeck Prime or min. Coverboard: SBS-CA5 PSFA,
7/16-inch DEXcell Cement Roof Board PSFA, 6-inch o.c. spatter
Additional Insulation Layer(s): (Optional) Min. 1-inch FB5-TLRA,
Min. 22 ga., type B, Lo base insulation ) (Optional) 4-inch o.c.
$-278. | Grade 40 steel or x::o t2e :;cg Section 3.1.1 . e | Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. SBIZS??;SM BP-CASor | or FB7- -67.5
structural concrete : SECUROCK Gypsum-Fiber Roof Board or min. 7/16- SBS-CAS PSFA,
inch DEXcell Cement Roof Board spatter
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Additional Insulation Layer(s): (Optional) Min. 1-inch FB5-TLRA,
. . . Tremco #15 EHD Fastener Trisotech G or Trisotech CGF (Optional) 4-inch o.c.
5-279. GMr':a:igas't’eZpe B T’vllr::o tze :;cg with Tremco 3” Metal 11 3p ?trz Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | PSFA, 6-inch o.c. SBBP:?:;” BP-CASor | or FB7- 1125
Insulation Plate ' Roof Board or min. 7/16-inch DEXcell Cement Roof SBS-CAS PSFA,
Board spatter
Additional Insulation Layer(s): (Optional) Min. 1-inch
i gt 'Il'r:;suc;;izicohnG, Trisotech CGF or EnergyGuard Polyiso FBS-TLRA,
in. . . i K] c | -37.5*
Min. 22 ga., type B, Trisotech G or . 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-CA6 or (Optional) 4-inch o.c
S-280. Grade 33 steel or Section 3.1.1 S E——— . : ) BP-CA6 or or FB7- (NO
structural concrete EnergyGuard 4.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CA6 SBS-CAG PSFA HvHZ
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass s att;er )
Mat Roof Board or SECUROCK Gypsum-Fiber Roof P
Board or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
. . Trnsotef:h G, Trisotech CGF or EnergyGuard Polyiso FBS-TLRA,
Min. 22ga, typeB, | Vi 1.5-inch Insulation (Optional) | 4-inch o.c
- << ga. ype B, Trisotech G or . 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-CA6 or P o
S-281. Grade 33 steel or Section 3.1.1 P . . . BP-CA6 or or FB7- -45.0*
structural concrete EnergyGuard 2.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CA6 SBS-CA6 PSEA
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass s att’er
Mat Roof Board or SECUROCK Gypsum-Fiber Roof P
Board or min. 7/16-inch DEXcell Cement Roof Board
FBS5-TLRA,
Min. 22 ga., type B, Min. 2-inch . 1 per Add|t.|onal Ir?sulatlon Layer(s): (Optional) Min. 1-inch PSFA, 12-inch BP-CAG or (Optional) 4-inch o.c.
S-282. Grade 40 steel or Trisotech G Section 3.1.1 20ft2 base insulation oc SBS-CAG BP-CA6 or or FB7- -52.5
structural concrete ’ Coverboard: Min. 0.125-inch TremBoard AC - SBS-CA6 PSFA,
spatter
Additional Insulation Layer(s): (Optional) Min. 1-inch
T;;sc;:fi’hnG, Trisotech CGF or EnergyGuard Polyiso Additional FB5-TLRA,
ulati TR
i Layer(s): PSFA, i -i .C.
Min. 22 ga., type B, |\ o ek Tremco #14 HD Fastener 1per | Coverboard: Min. 0.5-inch Structodek HD with : BP-CA6 or (Optional) | 4-inch o.c
S-283. Grade 40 steel or . with Tremco 3” Metal — ; A 12-inch o.c. BP-CA6 or or FB7- -60.0
Trisotech G . 2.0 ft2 Primed Red Coating, DensDeck Prime, DEXcell FA SBS-CA6
structural concrete Insulation Plate X Coverboard: SBS-CA6 PSFA,
Glass Mat Roof Board or SECUROCK Gypsum-Fiber 7PSFA 6-inch o.c spatter
Roof Board or min. 7/16-inch DEXcell Cement Roof » 0l o P
Board
— on L : - I
Aqd|tlonal InsuIaFlon ayer(s): (Optional) Min. 1-inch FBS-TLRA,
Min. 22 ga., type B Trisotech G or Trisotech CGF (Optional) d-inch o.c
y v ! Min. 2-inch . 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell . BP-CA6 or ) -
- b Grade 40 steel . Sect 3.11 T ! PSFA, 6-inch o.c. BP-CA6 FB7- -67.5
Sk st:icfuralscz:c?;te Trisotech G ection 1.0 ft2 FA Glass Mat Roof Board or SECUROCK Gypsum- inch o.c SBS-CA6 SBS-CAGor g;FA
Fiber Roof Board or min. 7/16-inch DEXcell Cement !
spatter
Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Dekfast DF-#15-PH3 with
Dekfast PLT-R-3, Tremcp Additional Insulation Layer(s): (Optional) Min. 1-inch FB5-TLRA,
. . #1510 XHD Fastener with ’ - . R
Min. 22 ga. tvoe B Min. 2-inch Tremco Disc Ribbed 3 in 1 per Trisotech G or Trisotech CGF BP-CAG or (Optional) 4-inch o.c.
S-285. Gra&e 85 s.tleZIp ! Trisotech G or Steel Stress Plate Tremc.o 1 gftZ Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. SBS-CAG BP-CA6 or or FB7- -97.5
Trisotech CGF i ’ SECUROCK Gypsum-Fiber Roof Board or min. 7/16- SBS-CA6 PSFA,
#15 EHD Fastener with .
” inch DEXcell Cement Roof Board spatter
Tremco 3” Metal
Insulation Plate
Ac!dmonal InsuIaFlon Layer(s): (Optional) Min. 1-inch FB5-TLRA,
. Trisotech G or Trisotech CGF R
Min. 22 ga., type B, Min. 1.5-inch 1 per Coverboard: Min. 0.25-inch DensDeck Prime, PSFA, 12-inch (Optional) 4-inch o.c.
. P e 1 . : - U.25- ) , = _ _ _ *
5-286. Grade 33 steel or Trisotech G Section 3.1.1 2.0ft2 | DEXcell FA Glass Mat Roof Board or SECUROCK o.c. SBSTA SBS-TA or FB7 450
structural concrete . . . PSFA,
Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell epatter
Cement Roof Board P
Additional Insulation Layer(s): (Optional) Min. 1-inch
Tri hG, Tri h CGF, E Polyi
Min. 2-inch rnsotef: G, .rlsotec G , nergyGuard Po ylsq FBS-TLRA,
. . Insulation, Trisotech, H-Shield, I1SO 95+ GL, Multi- ) R
Min. 22 ga., type B, Trisotech G, ISO Tremco #14 HD Fastener (Optional) 4-inch o.c.
A . 1per | MaxFA3, RESISTA, Ultra-Max BP-CAS5 or
S-287. Grade 40 steel or 95+ GL, RESISTA, with Tremco 3” Metal . K . Hot asphalt BP-CAS or or FB7- -60.0
. . 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with SBS-CA5
structural concrete Multi-Max FA3, Insulation Plate - . . SBS-CA5 PSFA,
Ultra-Max Primed Red Coating, DensDeck Prime, DEXcell FA spatter
Glass Mat Roof Board, SECUROCK Gypsum-Fiber P
Roof Board or SECUROCK Cement Roof Board
Min. 2-inch FB5-TLRA,
Min. 22 ga., type B, Trisotech G, I1SO Tremco #14 HD Fastener . . . . (Optional) 4-inch o.c.
S-288. Grade 40 steel or 95+ GL, Multi-Max with Tremco 3” Metal zlgftrz (’\Z/cl)lzt‘igls inch Structodek HD with Primed Red Hot asphalt SB;;(—:(’?:SW BP-CAS or or FB7- -67.5
structural concrete FA3, RESISTA, Ultra- | Insulation Plate ' g SBS-CA5 PSFA,
Max spatter
M!n. Zrinch Tremco #1410 Fastener FB5-TLRA,
Min. 22 ga., type B Trisotech G, with Tremco Disc 3 in (Optional) 4-inch o.c
: v ’ E : 1 Min. 0.25-inch DensDeck Pri ECUROCK BP-CA ) -
S-289. Grade 33 steel or ner'gyGuard . Steel Stress Plate or per in. 0.25 -mc ensDeck Prime or SECUROC Hot asphalt CAS or BP-CAS or or FB7- -75.0
Polyiso Insulation, . . 1.45ft2 | Gypsum-Fiber Roof Board SBS-CA5
structural concrete . Tremco Disc Ribbed 3 in. SBS-CA5 PSFA,
H-Shield, 1SO 95+
GL Steel Stress Plate spatter
Min. 2-inch FB5-TLRA,
Min. 22 ga., type B, Trisotech G, ISO Tremco #14 HD Fastener . . . (Optional) 4-inch o.c.
5-290. | Grade33steelor | 95+GL Multi-Max | with Tremco 3” Metal LPer | i 0.25-fnch DensDeck Prime or SECUROCK Hot asphalt el | epcasor | orFa7- 750
structural concrete FA3, RESISTA, Ultra- | Insulation Plate : s SBS-CAS5 PSFA,
Max spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 1.5-inch 0.5-inch ACFoam HD CoverBoard, 0.625-inch
in. 22 ga. ! 37.5%
5291 g/lrl:dségzt‘ezrcﬁ B, Trisotech G, Section 3.1.1 1 per ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or None None FB6- NO
: Trisotech CGF or - 2.7 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof LRFIA(BG) PEBATF (
structural concrete . HVHZ)
Trisotech Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 2-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
in. 222, types, | 1B I, Lper | Roofmate,tghiond S0 or pozamate | WFAor e | S
S St:iifuizlsct;?lcfgte Polyiso Insulation, Section 3.1.1 4.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, :"chF}:'Z(EG)' 12- None None PEBATF H(\’/\IHOZ
H-Shield, 1SO 95+ DEXcell FA Glass Mat Roof Board, SECUROCK e )
GL Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
_ . ’ - - - *
S St:iifui:lsctzilcgte Polyiso Insulation, Section 3.1.1 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, :-chFI:'Z(?:G)I 12 None None PEBATF 45.0
H-Shield, 1SO 95+ DEXcell FA Glass Mat Roof Board, SECUROCK -
GL Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 0.5-inch
DensDeck, Additional Insulation Layer(s): Min. 1-inch Atlas
DensDeck Prime, Tremco #12 DP Fastener ThermalStar Type II
$-294 Min. 22 ga., type B, DEXcell FA Glass or Tremco #14 HD 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell LRFIA or None None FB6- 45.0*
: Grade 40 steel Mat Roof Board or Fastener with Tremco 3” 3.2ft2 FA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA(BG) PEBATF '
SECUROCK Metal Insulation Plate Fiber Roof Board or SECUROCK Cement Roof Board
Gypsum-Fiber Roof or min. 7/16-inch DEXcell Cement Roof Board
Board
Min. 22 ga., Type B Min. 2-inch 0.5-inch ACFoam HD CoverBoard, 0.625-inch
)y " ’ Trisotech G, . 1 per ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or FB6- "
S Grade 33 steel or Trisotech CGF or Section 3.1.1 40ft2 | DensDeck Prime or SECUROCK Gypsum-Fiber Roof | LRFIA(BG) None None PEBATF -45.0
structural concrete .
Trisotech Board
Additional
Insulation
. Additional Insulation Layer(s): Min. 1.0-inch
Layer(s): LRFIA
5296 GMr';’dséitezZi B | Min. 2.0-inch See3.1.1 (#14 or #15 Lper | Insufloam IX or LREIA(EG) None Nome FB6- 4s.0*
! Insulfoam IX screws) 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime or PEBATF ’
structural concrete P——— . Coverboard:
SECUROCK Gypsum-Fiber Roof Board —
LRFIA or
LRFIA(BG)
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., type B, . . Plazamate LRFIA or
Min. 2-inch 1 FB6-
$-297. | Grade 40 steel or Tt o Section 3.1.1 505 | Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- None None DLBATE -52.5
structural concrete : DEXcell FA Glass Mat Roof Board or SECUROCK inch o.c.
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., Type B, | Min- 2-inch 0.5-inch ACFoam HD CoverBoard, 0.625-inch
- ~2 83 VPEB | Trisotech G, : lper | o LRFIA or FB6-
S-298. Grade 33 steel or ) Section 3.1.1 ACFoam HD CoverBoard-FR or min. 0.25-inch None None -60.0
Trisotech CGF or 1.3 ft2 . LRFIA(BG) PEBATF
structural concrete . SECUROCK Gypsum-Fiber Roof Board
Trisotech
Min. 2-inch Additional
i Layer(s): LRFIA
ggioéfcgfs’lgi Additional Insulation Layer(s): (Optional) Min. 1-inch o_ryEIEI_i(BG) 12-
Min. 22 ga., type B, Multi—l\,/lax FA3 ! Tremco #14 HD Fastener 1 per base insulation inch o.c ’ FB6-
S-299. Grade 40 steel or ! with Tremco 3” Metal P Coverboard: Min. 0.5-inch DensDeck Prime or o None None -60.0
Ultra-Max or ) 202 | oo . ) ) Coverboard: PEBATF
structural concrete Insulation Plate SECUROCK Cement Roof Board or min. 7/16-inch
Styrofoam Brand DEXcell C t Roof Board LRFIA or
Roofmate, Highload cell -ement Root Boar LRFIA(BG), 6-
60 or Plazamate inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
base insulation
Min. 22 ga., type B, . . . . . LRFIA or
Min. 2-inch . 1 per Coverboard: Min. 0.5-inch DensDeck Prime, FB6-
5-300. St:iifu‘:glsctsigte Trisotech G Section 3.1.1 1.0ft2 | SECUROCK Gypsum-Fiber Roof Board or SECUROCK iLchFrilz(zG)’ 6 None None PEBATF 67.5
Cement Roof Board or min. 7/16-inch DEXcell o
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
) M!n. 2-inch Tremeco #15 EHD Fastener Trisotech G, Trisotech CGF, Trisotech or Styrofoam LRFIA o
5-301 Min. 22 ga., type B, Trisotech G or with Tremco 3” Metal 1 per Brand Deckmate Plus LRFIA(BG), 6- None None FB6- 75.0
: Grade 40 steel Styrofoam Brand Insulation Plate 1.3 ft2 Coverboard: 0.5-inch ACFoam HD CoverBoard, inch o.c ! PEBATF !
Deckmate Plus 0.625-inch ACFoam HD CoverBoard-FR or min. 0.5- -
inch SECUROCK Gypsum-Fiber Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Tr:gc'ate_:;cG Trisotech G, Trisotech CGF, Trisotech, RESISTA or
A B :
Min. 22 ga., type B, RESISTA or Tr‘emco #15 EI-’|lD Fastener 1 per Styrofoam Brand Roofmate, Highload 60 or LRFIA or £B6-
S-302. Grade 40 steel Styrofoam Brand with Tremco 3” Metal 13 fi2 Plazamate LRFIA(BG), 6- None None PEBATF -112.5
v . Insulation Plate : Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c.
Roofmate, Highload . .
Roof Board or min. 7/16-inch DEXcell Cement Roof
60 or Plazamate
Board
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.

IAS

Report No.: NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21 ACCREDITED
Prud Cerlif caliar
Page 105 of 224 o
NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
$-303 Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 6- None None FB6- 1275
! Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof . ! PEBATF :
. inch o.c.
Trisotech Stress Plate or Dekfast Board
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
$-304 Min. 22 ga., Type B, Trisotech G, #1510 XHD Fastener with 1 per ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 4- None None FB6- 135.0
! Grade 80 steel Trisotech CGF or Tremco Disc 3 in. Steel 1.0 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof . ’ PEBATF :
i inch o.c.
Trisotech Stress Plate or Dekfast Board
DF-#15-PH3 with Dekfast
PLT-R-3
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 2-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Tr!n.t -':'CG Max FA3, RESISTA, Ultra-Max or Styrofoam Brand
Min. 22 ga., type B, Enles: eziuar,d 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-CAS or (Optional) FB6- -37.5%
S-305. Grade 33 steel or .gy . Section 3.1.1 P Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- BP-CAS or (NO
Polyiso Insulation, 4.0 ft2 S E— . . . . SBS-CAS5 PEBATF
structural concrete H-Shield. 1SO 95+ 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CA5 HVHZ)
GL ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch
DensDeck, Additional Insulation Layer(s): Min. 1-inch Atlas
DensDeck Prime, Tremco #12 DP Fastener ThermalStar Type Il (Optional)
5-306 Min. 22 ga., type B, DEXcell FA Glass or Tremco #14 HD 1 per Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell LRFIA or BP-CAS or BP?CAS or FB6- 45.0*
: Grade 40 steel Mat Roof Board or Fastener with Tremco 3” 3.2ft? FA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA(BG) SBS-CAS SBS-CAS PEBATF ’
SECUROCK Metal Insulation Plate Fiber Roof Board or SECUROCK Cement Roof Board
Gypsum-Fiber Roof or min. 7/16-inch DEXcell Cement Roof Board
Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base PI Pl Cap Pl (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Tr:;te.ch"éc Max FA3, RESISTA, Ultra-Max or Styrofoam Brand
Min. 22 ga., type B, Ener Guarld 1 ver Roofmate, Highload 60 or Plazamate LRFIA or BP-CAS or (Optional) FB6-
5-307. Grade 33 steel or 34 . Section 3.1.1 P Coverboard: Min. 0.125-inch TremBoard AC, min. LRFIA(BG), 12- BP-CAS or -45.0*
Polyiso Insulation, 202 | oo . } ) ) SBS-CA5 PEBATF
structural concrete H-Shield. ISO 95+ 0.5-inch Structodek HD with Primed Red Coating, inch o.c. SBS-CA5
GL ! min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board, min. 0.5-inch SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, RESISTA or
Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., type B, . . Plazamate LRFIA or (Optional)
$-308. | Grade 40 steel or i"r:go tze :;cg Section 3.1.1 ) o2 | Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- 2;5%55” BP-CAS or Eig TE 525
structural concrete : DEXcell FA Glass Mat Roof Board or SECUROCK inch o.c. SBS-CA5
Gypsum-Fiber Roof Board, min. 0.5-inch SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., type B, Min. 2-inch . 1 per Add|t-|onal Ir?sulatlon Layer(s): (Optional) Min. 1-inch | LRFIA or BP-CAS or (Optional) FB6-
S-309. Grade 40 steel or Trisotech G Section 3.1.1 202 base insulation LFRIA(BG), 12- SBS-CAS BP-CAS or PEBATE -52.5
structural concrete ' Coverboard: Min. 0.125-inch TremBoard AC inch o.c. SBS-CA5
Min. 2-inch Additional
Trisotech G, 1SO Additional Insulation Layer(s): (Optional) Min. 1-inch | Layer(s): LRFIA
. 95+ GL, RESISTA, base insulation or LRFIA(BG), 12- i
5310 gﬂr':c‘jezigz't'ezp;f’ Multi-Max FA3, ﬁ:‘;:’eﬁfof’ E::::rer Lper | Coverboard: Min. 0.5-inch Structodek HD with inch o.c. BP-CAS or g%f’é':;i': FB6- €00
: structural concrete Ultra-Max or Insulation Plate 2.0 ft2 Primed Red Coating, DensDeck Prime or SECUROCK Coverboard: SBS-CAS5 SBS-CAS PEBATF :
Styrofoam Brand Cement Roof Board or min. 7/16-inch DEXcell LRFIA or
Roofmate, Highload Cement Roof Board LRFIA(BG), 6-
60 or Plazamate inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
base insulation
Min. 22 ga., type B, . : . . . LRFIA or (Optional)
Min. 2-inch . 1 per Coverboard: Min. 0.5-inch DensDeck Prime, BP-CAS or FB6-
SR Grade 40 steel or Trisotech G Section 3.1.1 10ft2 | SECUROCK Gypsum-Fiber Roof Board or SECUROCK | -R-A(BG), & SBS-CAS BPCASor | pegarr 675
structural concrete ] . incho.c. SBS-CA5
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
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NEMO|cert. ISO/IEC 17065
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Tr::(.)te_:;\cG Trisotech G, Trisotech CGF, Trisotech, RESISTA or
’ Styrof Brand Roofmate, Highload 60 i
Min. 22 ga., type B, RESISTA or Tr-emco #15 El-lilD Fastener 1 per yrofoam Brand Roofmate, Highloa or LRFIA or BP-CAS or (Optional) FBG-
S-312. Grade 40 steel Styrofoam Brand with Tremco 3” Metal 13 fi2 Plazamate LRFIA(BG), 6- SBS-CAS BP-CAS or PEBATE -112.5
¥ . Insulation Plate : Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | inch o.c. SBS-CAS
Roofmate, Highload — i N
Roof Board or min. 7/16-inch DEXcell Cement Roof
60 or Plazamate
Board
Min. 22 ga., Type B, Min. 1.5-inch . . . -37.5*%
S-313. Grade 33 steel or Trisotech G or Section 3.1.1 1 per Min. 0.25 -|nch DensDeck Prime or SECUROCK PSFA None None FB6- (NO
. 2.7 f2 Gypsum-Fiber Roof Board PEBATF
structural concrete Trisotech CGF HVHZ)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Vi, 22 ga. type & Min. 2-inch 'Il'r:;suc;;izicohnG, Trisotech CGF or EnergyGuard Polyiso .
S-314. Grade 33 steel or E::?teg:]frgr Section 3.1.1 :g?trz Coverboard: Min. 0.25-inch DensDeck Prime, ZSCFA' 12-inch None None EiSATF (NO
structural concrete Pol iz Insulation : DEXcell FA Glass Mat Roof Board or SECUROCK e HVHZ)
4 Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Vi, 22 ga. type 8 Min. 1.5-inch ‘Il'r:;suclz:ta;hnG, Trisotech CGF or EnergyGuard Polyiso
. Y , Tri h r .
S-315. Grade 33 steel or E::(:teéuaGrgr Section 3.1.1 21(;)?:2 Coverboard: Min. 0.25-inch DensDeck Prime, zSCFA' 12-inch None None ?:gATF -45.0%
structural concrete | i‘é o tion : DEXcell FA Glass Mat Roof Board or SECUROCK <
¥ Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., Type B, Min. 2-inch . . .
S-316. Grade 33 steel or Trisotech G or Section 3.1.1 1 per Min. 0.25 .|nch DensDeck Prime or SECUROCK PSFA None None FBo -45.0*
) 4.0 ft2 Gypsum-Fiber Roof Board PEBATF
structural concrete Trisotech CGF
Min. 22 ga., Type B, Min. 2-inch 1 per FB6-
S-317. Grade 33 steel or Trisotech G or Section 3.1.1 p Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board PSFA None None -60.0
. 1.3 ft2 PEBATF
structural concrete Trisotech CGF
Additional Insulation Layer(s): (Optional) Min. 1-inch | Additional
Min. 22 ga., type B, Min. 2-inch Tremco #14 HD Fastener 1 per base insulation Lavyer(s): PSFA, FB6-
S-318. Grade 40 steel or Trisc;tech G with Tremco 3” Metal 5 (;)ftz Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch o.c. None None PEBATF -60.0
structural concrete Insulation Plate ' SECUROCK Cement Roof Board or min. 7/16-inch Coverboard:
DEXcell Cement Roof Board PSFA, 6-inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, . : base insulation
Min. 2-inch 1 FB6-
S-319. Grade 40 steel or Tr::ote::rrch Section 3.1.1 1 g?trz Coverboard: Min. 0.5-inch DensDeck Prime or PSFA, 6-inch o.c. None None PEBATF -67.5
structural concrete : SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
YP (3.1.1,42.3) YP (38.13) Y Y Py
Additional Insulation Layer(s): (Optional) Min. 1-inch
R . . Tremco #15 EHD Fastener Trisotech G or Trisotech CGF
S-320. GMrl:éiezigas.t,et(ZIpe B 1’\_/:::0;:;62 with Tremco 3” Metal 113p?trz Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | PSFA, 6-inch o.c. | None None Ei;—\TF -112.5
Insulation Plate ' Roof Board or min. 7/16-inch DEXcell Cement Roof
Board
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, o #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . FB6-
SR Grade 80 steel Tr!sotech Gor Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board PSFA, 6-inch o.c. None None PEBATF 127.5
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Tremco #15 EHD Fastener
with Tremco 3” Metal
Min. 2-inch Insulation Plate, Tremco
Min. 22 ga., Type B, - #1510 XHD Fastener with 1 per Min. 0.5-inch DensDeck Prime or SECUROCK . FB6-
Serks Grade 80 steel Tr!sotech Gor Tremco Disc 3 in. Steel 1.0 ft2 Gypsum-Fiber Roof Board PSFA, 4-inch o.c. None None PEBATF 135.0
Trisotech CGF
Stress Plate or Dekfast
DF-#15-PH3 with Dekfast
PLT-R-3
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Min. 2-inch Insulation
in. . i -37.5*%
5303 g/'r'; dezgit’et;p;r& Trisotech G or section 3.1 1per | Coverboard: Min. 0.125-inch TremBoard AC, min. PSFA, 12-inch BP-CAS or g%f’é':;i': FB6- o
: structural concrete EnergyGuard o 4.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CAS SBS-CAS PEBATF Hvhz
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass )
Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. Min. 1.5-inch Insulation .
s3 gﬂr':agi?i{etépfrs' Trisotech G or section 341 lper | Coverboard: Min. 0.125-inch TremBoard AC, min. | PSFA, 12-inch BP-CAS or g%f’é':;i: FB6- 45.0*
. structural concrete EnergyGuard - 2.0 ft2 0.5-inch Structodek HD with Primed Red Coating, o.c. SBS-CA5 SBS-CAS PEBATF '
Polyiso Insulation min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, Min. 2-inch . 1 per Add|t.|onal Ir?sulatlon Layer(s): (Optional) Min. 1-inch PSFA, 12-inch BP-CAS or (Optional) FBG-
S-325. Grade 40 steel or Trisotech G Section 3.1.1 202 base insulation oc SBS-CAS BP-CAS or PEBATF -52.5
structural concrete ’ Coverboard: Min. 0.125-inch TremBoard AC h SBS-CA5
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck P e MDP
astener ac|
No. (4.1.2) Type Attach Type Base Pl Pl Cap PI (psf)
L (3.1.1,4.2.3) b (3.13) g g .
Addit-ional Ir}sulation Layer(s): (Optional) Min. 1-inch Additional
Min. 22 ga., type B Tremco #14 HD Fastener base insulation Laiyer (s): PSFA (Optional)
$-326 Gra(;le 4§ s.t,egllpor ’ Min. 2-inch with Tremco 3” Metal 1 per Coverboard: Min. 0.5-inch Structodek HD with 17-inch '0 c ! BP-CAS5 or BP?CAS or FB6- 60.0
: Trisotech G ) 2.0ft2 | Primed Red Coating, DensDeck Prime or SECUROCK - SBS-CAS PEBATF )
structural concrete Insulation Plate . . Coverboard: SBS-CA5
Cement Roof Board or min. 7/16-inch DEXcell N
PSFA, 6-inch o.c.
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, . . base insulation (Optional)
$-327. | Grade 40 steel or i"r:go tze :;cg Section 3.1.1 . o2 | Coverboard: Min. 0.5inch DensDeck Prime or PSFA, 6-inch o.c. 2;5%55” BP-CAS or Eig TE 675
structural concrete ’ SECUROCK Gypsum-Fiber Roof Board or min. 7/16- SBS-CA5
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
R . . Tremco #15 EHD Fastener Trisotech G or Trisotech CGF (Optional)
Min. 22 ga., type B, Min. 2-inch A . 1 . : ! ) BP-CA5 FB6-
S-328. Grl:de 4§iteglpe Tr::ote:;\cG with Tremco 3” Metal 1 ;?trz Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber | PSFA, 6-inch o.c. SBS-CAsor BP-CAS or PEBATE -112.5
Insulation Plate : Roof Board or min. 7/16-inch DEXcell Cement Roof SBS-CA5
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
- Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 22 ga., type B, Trisotech G, I1SO Tremco #14 HD Fastener nsulation, [Tisotec € * u (Optional)
. ” 1 per Max FA3, RESISTA, Ultra-Max BP-CAS or FB6-
S-329. Grade 40 steel or 95+ GL, RESISTA, with Tremco 3” Metal ; . . Hot asphalt BP-CAS or -60.0
) . 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with SBS-CAS PEBATF
structural concrete Multi-Max FA3, Insulation Plate — . . SBS-CA5
Ultra-Max Primed Red Coating, DensDeck Prime, DEXcell FA
Glass Mat Roof Board, SECUROCK Gypsum-Fiber
Roof Board or SECUROCK Cement Roof Board
Min. 2-inch
Min. 22 ga., type B, | Trisotech G, ISO Tremco #14 HD Fastener 1per | Min. 0.5-inch Structodek HD with Primed Red Bp-CAs or | (OPtional) | o
S-330. Grade 40 steel or 95+ GL, Multi-Max with Tremco 3” Metal 20ft2 Coatin Hot asphalt SBS-CAS BP-CAS or PEBATE -67.5
structural concrete FA3, RESISTA, Ultra- | Insulation Plate : g SBS-CAS
Max
1'\'/r|:20t2e:r11c2 Tremco #1410 Fastener
Min. 22 ga., type B, EnergyGuard with Tremco Disc 3 in. 1 per Min. 0.25-inch DensDeck Prime or SECUROCK BP-CAS5 or (Optional) FB6-
S-331. Grade 33 steel or A . Steel Stress Plate or . Hot asphalt BP-CAS5 or -75.0
Polyiso Insulation, . ) 1.45ft2 | Gypsum-Fiber Roof Board SBS-CA5 PEBATF
structural concrete . Tremco Disc Ribbed 3 in. SBS-CAS
H-Shield, ISO 95+
Steel Stress Plate
GL
Min. 2-inch
Min. 22 ga, type B, | Trisotech G, IO Tremeo #14 HD Fastener |, | \tin. 0.25-inch DensDeck Prime or SECUROCK Bp-casor | (OPtionall oo
S-332. Grade 33 steel or 95+ GL, Multi-Max with Tremco 3” Metal 1.45 fi2 Gybsum-Fiber Roof Board Hot asphalt SBS-CAS BP-CAS or PEBATE -75.0
structural concrete FA3, RESISTA, Ultra- | Insulation Plate ' P SBS-CA5
Max
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NEMO |cert. ISO/IEC 17065  PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s, Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Min. 0.5-inch Tremco #12 DP
Min. 22 ga., DensDeck Fastener or Tremco Additional Insulation Layer(s): Min. 1-inch Atlas LRFIA or BB1-
type B, Prime or #14 HD Fastener 1per3.2 BP-CAS or ThermalStar Type Il LRFIA(BG), TPABA or
SR, Gyr’:de 40 SECUROCK with Tremco 3” ft2 None SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or 12-inc(h ! None None BB2- -45.0%
steel Gypsum-Fiber | Metal Insulation SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Roof Board Plate
Min. 0.5-inch Tremco #12 DP :;)SV\QZZZIXIW
Min. 22 ga., | DensDeck Fastener or Tremco or POWERply Additional Insulation Layer(s): Min. 1-inch Atlas LRFIA or BB1-
5334 type B, Prime or #14 HD Fastener 1per3.2 | (Optional) Standard ThermalStar Type Il LRFIA(BG), None None TPABA or 45.0*
: Grade 40 SECUROCK with Tremco 3” ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch BB2- ’
steel Gypsum-Fiber | Metal Insulation torch- ! SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Roof Board Plate ;
applied
Tremco #12 DP
Min. 22 ga., | Min. 0.5-inch Fastener or Tremco Tremco Additional Insulation Layer(s): Min. 1-inch Atlas LRFIA or BB1-
5-335 type B, SECUROCK #14 HD Fastener 1per3.2 | AVC Tremco AVC ThermalStar Type Il LRFIA(BG), None None TPABA or 45.0%
! Grade 40 Gypsum-Fiber | with Tremco 3” ft2 Membrane Membrane Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch BB2- ’
steel Roof Board Metal Insulation Primer SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Plate
Tremco
Tremco #12 DP AVC
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Membrane Additional Insulation Layer(s): Min. 1-inch Atlas LRFIA or BB1-
5336 type B, SECUROCK #14 HD Fastener 1per3.2 Primer or Tremco AVC ThermalStar Type Il LRFIA(BG), None None TPABA or 45,0
! Grade 40 Gypsum-Fiber | with Tremco 3” ft2 AVC Max Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch BB2- ’
steel Roof Board Metal Insulation Membrane SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Plate Primer
(ws)
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., DensDeck Tremco #15 EHD Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
Type B, Prime or Fastener with 1 per2.0 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), TPABA or
S-337. ” None R . None None -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2-
steel Gypsum-Fiber | Insulation Plate Plazamate o.c. TPALV
Roof Board Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof Board
' . POWERply In§ulation Laye.rgs[: One or more, min. 1-inch )
Min. 0.5-inch SBS Base HW Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., DensDeck Tremco #15 EHD or POWERply Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
5338 Type B, Prime or Fastener with 1per2.0 | (Optional) Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None TPABA or 45,0
: Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2- ’
X K Smooth HW,
steel Gypsum-Fiber | Insulation Plate torch- Plazamate o.c. TPALV
Roof Board applied Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s, Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Tremco Insulation Layer(s): (Optional) One or more, min. LRFIA or BB1-
5339 Type B, SECUROCK Fastener with 1per2.0 | AVC Tremco AVC 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA(BG), None None TPABA or 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch BB2- ’
steel Roof Board Insulation Plate Primer SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Tremco
AVC
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane Insulation Layer(s): (Optional) One or more, min. LRFIA or BB1-
5-340 Type B, SECUROCK Fastener with 1per2.0 | Primeror Tremco AVC 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA(BG), None None TPABA or 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max Coverboard: Min. 0.5-inch DensDeck Prime or 12-inch BB2- ’
steel Roof Board Insulation Plate Membrane SECUROCK Gypsum-Fiber Roof Board o.c. TPALV
Primer
(ws)
Min. 0.5-inch
DEXcell FA Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Glass Mat Fastener \:vith Trisotef:h G, Trisotech CGF-, EnergyGuard Polyisq LRFIA o BB1-
Type B Roof Board, TremCQ 3” Metal 1per18 BP-CAS or Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA(BG) TPABA or
S-341. ! DensDeck Insulation Plate or None Max FA3, RESISTA, Ultra-Max or Styrofoam Brand . ! None None -60.0
Grade 40 . ft2 SBS-CAS . 12-inch BB2-
steel Prime or Dekfast DF-#14-PH3 Roofmate, Highload 60 or Plazamate oc. TPALY
SECUROCK with Dekfast PLT-R- Coverboard: Min. 0.25-inch SECUROCK Gypsum-
Gypsum-Fiber | 3 Fiber Roof Board
Roof Board
Min. 0.5-inch
DEXcell FA Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Glass Mat Fastener \:vith SBS Base HW Trisotth G, Trisotech CGF., EnergyGuard Polyiso. LRFIA o BB1-
TypeB, Roof Board, Tremcq 3” Metal 1per18 (Optional) or POWERply | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA(BG), TPABA or
S-342. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Max FA3, RESISTA, Ultra-Max or Styrofoam Brand 12-inch None None BB2- -60.0
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Roofmate, Highload 60 or Plazamate oc TPALY
SECUROCK with Dekfast PLT-R- torch- Coverboard: Min. 0.25-inch SECUROCK Gypsum- -
Gypsum-Fiber | 3 applied Fiber Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch
::ZEZ?&;EED Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
Type B, - X 1per2.0 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), TPABA or
S-343. DensDeck Insulation Plate or None . . None None -67.5
Grade 40 ! ft2 SBS-CAS G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2-
Prime Dekfast DF-#14-PH3
steel with Dekfast PLT-R- Plazamate o.c. TPALV
3 Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
I::Z:]Zf\ﬁt:D :BOS\AI/;E:ILW Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal or POWERply Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
Type B, - 1per2.0 | (Optional) Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), TPABA or
S-344. DensDeck Insulation Plate or Standard ; X None None -67.5
Grade 40 . ft2 ASTM D41 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2-
Prime Dekfast DF-#14-PH3 Smooth HW,
steel with Dekfast PLT-R- torch- Plazamate - ) ‘ o.c. TPALV
3 applied Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
5345 Type B, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None TPABA or 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CA5 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2- !
steel Roof Board Plazamate o.c. TPALV
Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
Insulation Layer(s): One or more, min. 1-inch
ZSSV\I/%EZZIXIW Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch or POWERply Insulation, Trisotech, H-Shield, 1SO 95+ GL, Multi- LRFIA or BB1-
$-346 Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None TPABA or 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2- ’
Smooth HW,
steel Roof Board torch- Plazamate o.c. TPALV
applied Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
5347 Type B, SECUROCK Fastener with 1per2.0 None BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None TPABA or 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2- !
steel Roof Board Insulation Plate Plazamate o.c. TPALV
Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
Insulation Layer(s): One or more, min. 1-inch
:EB)SV\Q;F:ZI:-’IW Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco #14 HD or POWERply Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
s-348 Type B, SECUROCK Fastener with 1per2.0 | (Optional) Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None TPABA or 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 G or Styrofoam Brand Roofmate, Highload 60 or 12-inch BB2- ’
K Smooth HW,
steel Roof Board Insulation Plate torch- Plazamate o.c. TPALV
applied Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum Fiber Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Min. 0.5-inch Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch
Min. 22 D n- D. Il(nc Fastener with Trisotech G, Trisotech CGF, EnergyGuard Polyiso BB1-
T '”é o Ea. Pfi::e zf Tremco 3” Metal Loer1s Bp-CAS o Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- | LRFIA or TPABA of
S-349. ypes, Insulation Plate or per L. None Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None -82.5
Grade 40 SECUROCK ft2 SBS-CA5 R . BB2-
) Dekfast DF-#14-PH3 G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber ) TPALV
Roof Board with Dekfast PLT-R- Plazamate
3 Coverboard: Min. 0.5-inch DensDeck Prime
Min. 0.5-inch Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 2 Den.sD.eck Fastener with SBS Base HW | Trisotech G, Trisotech CGF, EnergyGuard Polyiso BB1-
T E'! B g3 Prime or Tremco 3” Metal 1per13 | (Optional) or POWERply | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or TPABA or
S-350. G\;Zde 210 SECUROCK Insulation Plate or pftZ ’ AS?'M D41 Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None BB2- -82.5
. Dekfast DF-#14-PH3 Smooth HW, G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber . TPALV
Roof Board with Dekfast PLT-R- torch- Plazamate
3 applied Coverboard: Min. 0.5-inch DensDeck Prime
Insulation Layer(s): One or more, min. 1-inch
'llz're;nco #Ht:D Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tas ene;\,/lv:w tal Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA BB1-
Type B, SECUROCK remeo 5t ieta 1per 1.3 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech or TPABA or
S-351. ) Insulation Plate or None ; LRFIA(BG), None None -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CAS G or Styrofoam Brand Roofmate, Highload 60 or . BB2-
Dekfast DF-#14-PH3 6-inch o.c.
steel Roof Board with Dekfast PLT-R- Plazamate TPALV
3 Coverboard: Min. 0.5-inch SECUROCK Gypsum
Fiber Roof Board
Insulation Layer(s): One or more, min. 1-inch
:::;Zf\i/‘i‘tED :E? SV\I;ZZILW Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal or POWERDI Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BB1-
Type B, SECUROCK . 1per1.3 | (Optional) PY | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech TPABA or
S-352. . Insulation Plate or Standard . LRFIA(BG), None None -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 G or Styrofoam Brand Roofmate, Highload 60 or X BB2-
Dekfast DF-#14-PH3 Smooth HW, 6-inch o.c.
steel Roof Board with Dekfast PLT-R- torch- Plazamate TPALV
3 applied Coverboard: Min. 0.5-inch SECUROCK Gypsum
e Fiber Roof Board
Min. 0.5-inch . . .
: Insulation Layer(s): O , min. 1-inch
Min. 22 ga., DensDeck Tremco #15 EHD Tﬁ?:oielcc’hnGaniZ.;technzg; (:OEr:e:qliliualr'r;cPol iso BB1-
s353 Type B, Prime or Fastener with lper20 | | BP-CAS or e &y v PSFA, 12 | |\ None TPABAOT | o,
: Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CA5 ) . . inch o.c. BB2- ’
steel Gypsum-Fiber | Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime or TPALV
SECUROCK Gypsum Fiber Roof Board
Roof Board
Min. 0.5-inch ZSSV\QZZEILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., | DensDeck Tremco #15 EHD - = ! : . BB1-
! - . or POWERply | Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Type B, Prime or Fastener with 1per2.0 | (Optional) . PSFA, 12- TPABA or
S-354. ” Standard Insulation . None None -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 ) . : inch o.c. BB2-
steel Gypsum-Fiber | Insulation Plate Smooth HW, Coverboard: Min. 0.5-inch DensDeck Prime or TPALY
torch- SECUROCK Gypsum Fiber Roof Board
Roof Board applied
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Tremco
AVC
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane Insulation Layer(s): (Optional) One or more, min. BB1-
5-355 Type B, SECUROCK Fastener with 1per2.0 | Primeror Tremco AVC 1-inch Trisotech G or Trisotech CGF PSFA, 12- None None TPABA or 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. BB2- ’
steel Roof Board Insulation Plate Membrane SECUROCK Gypsum Fiber Roof Board TPALV
Primer
(ws)
Min. 0.5-inch
DEXcell FA Tremco #14 HD
Min. 22 ga Glass Mat Fastener with Insulation Layer(s): One or more, min. 1-inch BB1
: N " Trisotech G, Trisotech CGF or E Guard Polyi -
Type B, Roof Board, TremCQ 3” Metal 1per18 BP-CAS or riso eF risotec! or EnergyGuard Polyiso PSFA, 12- TPABA or
S-356. Grade 40 DensDeck Insulation Plate or f2 None SBS-CAS Insulation inch o.c None None BB2- -60.0
steel Prime or Dekfast DF-#14-PH3 Coverboard: Min. 0.25-inch SECUROCK Gypsum- o TPALV
SECUROCK with Dekfast PLT-R- Fiber Roof Board
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
DEXcell FA Tremco #14 HD POWERply
Min. 22 ga Glass Mat Fastener with SBS Base HW | Insulation Layer(s): One or more, min. 1-inch BB1
’ N ” Tri h G, Tri h CGF or E Polyi -
Type B, Roof Board, Tremcq 3” Metal 1per18 (Optional) or POWERply rlsoteF G, Trisotech CGF or EnergyGuard Polyiso PSFA, 12- TPABA or
S-357. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Insulation inch o.c None None BBI- -60.0
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Coverboard: Min. 0.25-inch SECUROCK Gypsum- - TPALY
SECUROCK with Dekfast PLT-R- torch- Fiber Roof Board
Gypsum-Fiber | 3 applied
Roof Board
Tremco #14 HD
Min. 22 ga Fastener with Insulation Layer(s): One or more, min. 1-inch BB1-
Type B, Min. 0.5-inch Tremcc? 3” Metal 1per 2.0 BP-CAS or Trlsotth G, Trisotech CGF or EnergyGuard Polyiso PSFA, 12- TPABA or
S-358. Grade 40 DensDeck Insulation Plate or f2 None SBS-CAS Insulation inch o.c None None BB2- -67.5
steel Prime Dekfast DF-#14-PH3 Coverboard: Min. 0.5-inch DensDeck Prime or o TPALV
with Dekfast PLT-R- SECUROCK Gypsum Fiber Roof Board
3
Tremco #14 HD POWERply
Min. 22 ga Fastener with SBS Base HW | Insulation Layer(s): One or more, min. 1-inch BB1
’ N " Trisotech G, Trisotech CGF or E Guard Polyi -
Type B, Min. 0.5-inch Tremcc.J 3” Metal 1per 2.0 (Optional) or POWERply riso e.c risotec! or EnergyGuard Polyiso PSFA, 12- TPABA or
S-359. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Insulation inch o.c None None BB2- -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, | Coverboard: Min. 0.5-inch DensDeck Prime or - TPALY
with Dekfast PLT-R- torch- SECUROCK Gypsum Fiber Roof Board
3 applied
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NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
) ) ) i ver(s): , min. 1-i
Min. 22.ga, | Min.0Srinch Trsouech &, Tsosech Gt or EnergyGuard Poliso BB1-
5360 Type B, DEXcell FA Dekfast #14 with lper20 | | BP-CAS or e &Y u PSFA, 12 | |\ None TPABAOT | .
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CA5 . . . inch o.c. BB2- ’
steel Roof Board Coverboard: Min. 0.5-inch DensDeck Prime or TPALV
SECUROCK Gypsum Fiber Roof Board
POWERply
Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Py < gy ¥ PSFA, 12- TPABA or
S-361. Standard Insulation . None None -67.5
Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 . . . inch o.c. BB2-
steel Roof Board Smooth HW, Coverboard: Min. 0.5-inch DensDeck Prime or TPALY
torch- SECUROCK Gypsum Fiber Roof Board
applied
Type B, SECUROCK Fastener with 1per2.0 BP-CAS or < gy ¥ PSFA, 12- TPABA or
S-362. . ” None Insulation . None None -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CAS ) . . inch o.c. BB2-
steel Roof Board Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime or TPALV
SECUROCK Gypsum Fiber Roof Board
POWERply
Type B, SECUROCK Fastener with 1per2.0 | (Optional) Pl s gy Y PSFA, 12- TPABA or
S-363. . ” Standard Insulation . None None -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 ) . . inch o.c. BB2-
steel Roof Board Insulation Plate smooth HW, | Coverboard: Min. 0.5-inch DensDeck Prime or TPALV
torch- SECUROCK Gypsum Fiber Roof Board
applied
Min. 0.5-inch :re:nco #ll}t:D
Min. 22 ga., | DensDeck Tar‘:r:x;\’,’v:\/letal Insulation Layer(s): One or more, min. 1-inch BB1-
Type B, Prime or K 1perl3 BP-CAS or Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- TPABA or
S-364. Insulation Plate or None . . None None -82.5
Grade 40 SECUROCK Dekfast DF-#14-PH3 ft2 SBS-CAS Insulation inch o.c. BB2-
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime TPALV
with Dekfast PLT-R- .
Roof Board 3
Min. 0.5-inch Tremco #1{1 HD POWERply
. Fastener with SBS Base HW . . .
Min. 22 ga., | DensDeck Tremco 3" Metal or POWERG! Insulation Layer(s): One or more, min. 1-inch BB1-
Type B, Prime or . 1perl3 (Optional) Py Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- TPABA or
S-365. Insulation Plate or Standard . . None None -82.5
Grade 40 SECUROCK ft2 ASTM D41 Insulation inch o.c. BB2-
X Dekfast DF-#14-PH3 Smooth HW, . . .
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime TPALV
with Dekfast PLT-R- torch- -
Roof Board ;
3 applied
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
Tremco #14 HD
. . . i i yer(s): , min. 1-i
Type B, SECUROCK : 1per 1.3 BP-CAS or B 8y v PSFA, 6- TPABA or
S-366. Grade 40 Gvosum-Fiber Insulation Plate or f2 None SBS-CAS Insulation inch o.c None None BBI- -90.0
o Rng o Dekfast DF-#14-PH3 Coverboard: Min. 0.5-inch SECUROCK Gypsum © TOALY
with Dekfast PLT-R- Fiber Roof Board
3
Tremco #14 HD POWERply
. . . Fastener with SBS Base HW | Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. Min. 0.5-inch - - . BB1-
’ ” T hG, T h CGF or E Pol
Type B, SECUROCK Tremcg 3” Metal 1per13 (Optional) or POWERply rnsotef: G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- TPABA or
S-367. Grade 40 Gypsum-Fiber Insulation Plate or f2 ASTM D41 Standard Insulation inch o.c None None BBI- -90.0
steel Rzgf Board Dekfast DF-#14-PH3 Smooth HW, Coverboard: Min. 0.5-inch SECUROCK Gypsum o TPALV
with Dekfast PLT-R- torch- Fiber Roof Board
3 applied
TPA FB IN HOT ASPHALT OR THERMAsTIC 80:
. . . Insulation Layer(s): (Optional) One or more, min. BP-AA, (Optional)
Min. 22 ga., | Min. 0.5-inch Tremco #15. EHD Tremco 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-AA, BP-AA, FB1-HA
Type B, SECUROCK Fastener with 1per2.0 | AVC Tremco AVC . . LRFIA(BG),
eleet Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane Coverboard: Min. 0.125-inch TremBoard AC or 12-inch BP-SEBS SBS-AA, or FB2- 525
steel Rt\)lzf Board Insulation Plate Primer min. 0.5-inch DensDeck Prime or SECUROCK o or SBS- BP-SEBS or | THERM
Gypsum Fiber Roof Board - SEBS SBS-SEBS
Tremco
Insulation L. : ional , min. .
) - - AVC n.su at|01'1 ayer(s). (thlona ) One or more min BP-AA, (Optional)
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-AA BP-AA FB1-HA
5369 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), BP»SEBé SBS—AA or FB2- 525
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK 12-inch 4 ’
. . . . or SBS- BP-SEBS or | THERM
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch o.c.
. SEBS SBS-SEBS
Primer DEXcell Cement Roof Board
(ws)
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trlsotth G, Trlsotech CGF., EnergyGuard Poly|so.
K Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- .
. Fastener with SBS Base HW : ) BP-AA, (Optional)
Min. 22 ga., . . ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
Type B Min. 0.5-inch | Tremco 3" Metal 1per2.0 | (Optional) or POWERPlY | ' styrofoam Brand Roofmate, Highload 60 or LRFIA(BG) SBS-AA, BP-AA, FB1-HA
$-370. ype s, DensDeck Insulation Plate or per 2. P Standard v P Tie ABSL | Bp.seBS | SBS-AA, or FB2- -67.5
Grade 40 i ft2 ASTM D41 Plazamate 12-inch
Prime Dekfast DF-#14-PH3 Smooth HW, . . or SBS- BP-SEBS or | THERM
steel with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. SEBS SBS-SEBS
3 applied Roof Board, DensDeck Prime, SECUROCK Gypsum
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:BOS\AI/;E:ILW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- BP-AA (Optional)
Min. 22 ga., Min. 0.5-inch or POWERG! Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or SBS-A/:\ BPF-)AA FB1-HA
Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) PY | G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), ’ ’
S-371. Standard . BP-SEBS SBS-AA, or FB2- -67.5
Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Plazamate 12-inch
Smooth HW, ) . or SBS- BP-SEBS or | THERM
steel Roof Board torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. SEBS SBS-SEBS
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
POWERply Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- .
R . ) SBS Base HW ) . BP-AA, (Optional)
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
. . or POWERply R SBS-AA, BP-AA, FB1-HA
Type B, SECUROCK Fastener with 1per2.0 | (Optional) G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG),
$-372. ) Y Standard ) BP-SEBS | SBS-AA, or FB2- 67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Plazamate 12-inch
. Smooth HW, . . or SBS- BP-SEBS or | THERM
steel Roof Board Insulation Plate torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. SEBS SBS-SEBS
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
- - Tremco #14 HD POWERply Trlsote‘ch G, Trlsotech CGFA, EnergyGuard Poly|sq
Min. 0.5-inch K Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- .
. Fastener with SBS Base HW . . BP-AA, (Optional)
Min. 22 ga., DensDeck ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
R Tremco 3” Metal . or POWERply R LRFIA or SBS-AA, BP-AA, FB1-HA
Type B, Prime or . 1perl3 (Optional) G or Styrofoam Brand Roofmate, Highload 60 or
S-373. Grade 40 SECUROCK Insulation Plate or f2 ASTM D41 Standard Plazamate LRFIA(BG), BP-SEBS SBS-AA, or FB2- -90.0
. Dekfast DF-#14-PH3 Smooth HW, . . . 6-inch o.c. or SBS- BP-SEBS or | THERM
steel Gypsum-Fiber with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DensDeck Prime, SEBS SBS-SEBS
Roof Board 3 applied SECUROCK Gypsum Fiber Roof Board or SECUROCK
pp Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min. .
Min. 22 ga., | Min.0.5-inch | Tremco #15 EHD Membrane L-inch Trisotech G or Trisotech CGF SBP::A (B%’_’:‘Af“a” FBLHA
Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- ! ’
S-374. . ” - . . . BP-SEBS SBS-AA, or FB2- -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK incho.c.
. . K . or SBS- BP-SEBS or THERM
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch
. SEBS SBS-SEBS
Primer DEXcell Cement Roof Board
(W)
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 e Fastener with SBS Base HW | Trisotech G, Trisotech CGF or EnergyGuard Polyiso BP-AA, (Optional)
=283 | Min. 0.5-inch Tremco 3” Metal ! or POWERply | Insulation SBS-AA, BP-AA, FB1-HA
Type B, . 1per2.0 (Optional) . . PSFA, 12-
S-375. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c BP-SEBS SBS-AA, or FB2- -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, Roof Board, DensDeck Prime or SECUROCK o or SBS- BP-SEBS or | THERM
with Dekfast PLT-R- torch- Gypsum Fiber Roof Board min. 7/16-inch DEXcell SEBS SBS-SEBS
3 applied Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch E?ig?,\s,::gx 'Il'r:;suc::izicohnG, Trisotech CGF or EnergyGuard Polyiso SBBPS,-A:/:\ gopilznal) LA
5-376. 3235210 gg(scse,&x BZ:E:Z: ‘:ﬁ_‘é’_’;h ! p(:trZZ.O Lc;ﬁ\'/‘l’gi'i Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat ;SthAélcz' BP-SEBS | SBS-AA, | orfB2- | -67.5
steel Roof Board Smooth HW, Roof Board, DensDeck Prime or SECUROCK o or SBS- BP-SEBS or | THERM
torch- Gypsum Fiber Roof Board min. 7/16-inch DEXcell SEBS SBS-SEBS
applied Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tremco #14 HD SBS Base HW Trlsotth G, Trisotech CGF or EnergyGuard Polyiso BP-AA, (Optional)
Type B SECUROCK Fastener with 1per2.0 | (Optional) | O POWERRly | Insulation PSFA, 12- | SBOAA | BP-AA, FB1-HA
$-377. ype s . i per <. P Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat | -~ " BP-SEBS | SBS-AA, or FB2- -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 R inch o.c.
steel Roof Board Insulation Plate Smooth HW, Roof Board, DensDeck Prime or SECUROCK or SBS- BP-SEBS or | THERM
torch- Gypsum Fiber Roof Board min. 7/16-inch DEXcell SEBS SBS-SEBS
applied Cement Roof Board
Min. 0.5-inch Tremco #1‘_‘ HD POWERply Insulation Layer(s): One or more, min. 1-inch .
. Fastener with SBS Base HW - ; ] BP-AA, (Optional)
Min. 22 ga., DensDeck ” Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. Tremco 3” Metal . or POWERply R SBS-AA, BP-AA, FB1-HA
5-378 TypeB, Prime or Insulation Plate or | LPeTL3 | (Optional g oy Insulation PSFA, 6- BP-SEBS | SBS-AA or FB2- -90.0
: Grade 40 SECUROCK ft2 ASTM D41 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. i '
X Dekfast DF-#14-PH3 Smooth HW, . R or SBS- BP-SEBS or THERM
steel Gypsum-Fiber . SECUROCK Gypsum Fiber Roof Board or min. 7/16-
with Dekfast PLT-R- torch- : SEBS SBS-SEBS
Roof Board } inch DEXcell Cement Roof Board
3 applied
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Min. 0.5-inch Tremco #12 DP . . . .
L : . 1-
Min. 22 ga., | DensDeck Fastener or Tremco ¢::r|:]c:;:tla::i$::ﬁn ayer(s): Min. 1-inch Atlas LRFIA or FB3-
i 1 2 BP-
S-379. type B, Prime or #1.4 HD Fastenl(’er per 3 None P-CAS or Coverboard: Min. 0.5-inch DensDeck Prime or LRF.IA(BG)’ None None TPAFB or -45.0*
Grade 40 SECUROCK with Tremco 3 ft2 SBS-CAS — . . 12-inch FB4-
. ) SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Gypsum-Fiber | Metal Insulation : o.c. FBWB
inch DEXcell Cement Roof Board
Roof Board Plate
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Barrier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
. . POWERply
. Min. 0.5-inch Tremco #12 DP SBS Base HW | Additional Insulation Layer(s): Min. 1-inch Atlas
Min. 22 ga., DensDeck Fastener or Tremco or POWERply | ThermalStar Type I LRFIA or FB3-
t B Pri #14 HD Fast 1 3.2 Opti | LRFIA(BG TPAFB
S-380. ype s, rime or K as enfr per (Optional) Standard Coverboard: Min. 0.5-inch DensDeck Prime or . (BG), None None or -45.0*
Grade 40 SECUROCK with Tremco 3 ft2 ASTM D41 p——— . . 12-inch FB4-
. - Smooth HW, SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Gypsum-Fiber | Metal Insulation : o.c. FBWB
torch- inch DEXcell Cement Roof Board
Roof Board Plate ;
applied
Tremco #12 DP
Additi 11 lation L : Min. 1-inch Atl
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Tremco T:Srﬂzr;sata:'s;::ﬁn ayer(s): Min. 1-inch Atlas LRFIA or FB3-
B ECUROCK #14 HD F 1 2 AV T AVC LRFIA(B:! TPAFB
S-381. type B, SECU OC. K astensr per 3 ¢ remeo Coverboard: Min. 0.5-inch DensDeck Prime or . (BG), None None or -45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane p—— ) . 12-inch FB4-
. . SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Metal Insulation Primer ) o.c. FBWB
inch DEXcell Cement Roof Board
Plate
Tremco
Tremco #12 DP AVC . . . .
Al 11 | L : Min. 1-inch Atl
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Membrane T::rI:\I'\OarI’Sata:'sI;::(I)In aver(s): Min. 1-inch Atlas LRFIA or FB3-
5-382. type B, SECUROCK #1‘4 HD Fastenl‘,er 1per3.2 Primer or Tremco AVC Coverboard: Min. 0.5-inch DensDeck Prime or LRF‘IA(BG), None None TPAFB or 45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 AVC Max pep—— ) . 12-inch FB4-
) SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Metal Insulation Membrane ) o.c. FBWB
- inch DEXcell Cement Roof Board
Plate Primer
(w)
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Instaton, risotech, H-Shild, 150 25+ L. M-
Min. 22 ga., | DensDeck Tremco #15 EHD ! ! - ’ LRFIA or FB3-
. i Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
S-383 Type 8, Prime or Fastener with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None TPAFB or -45.0%
: Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS5 Plazam\;te » Hig 12-inch FB4- ’
i - N
steel gzg:;’:ar;ber Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime or o¢ FBWB
SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
e Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 22 ga., | DensDeck Tremco #15 EHD SBS Base HW | Insulation, Trisotec eld, 158 9o+ &L, Multl LRFIA or FB3-
. . . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
5-384 Type B, Prime or Fastener with 1 per2.0 (Optional) Standard G or Stvrofoam Brand Roofmate. Highload 60 or LRFIA(BG), None None TPAFB or 45,0
! Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 y » Fg 12-inch FB4- ’
steel Gypsum-Fiber | Insulation Plate smooth HW, Plazamate o.c FBWB
Rng Board torch- Coverboard: Min. 0.5-inch DensDeck Prime or -
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
. . . | lation L : (Opti )O , min.
Min.22ga., | Min.05-inch | Tremco #15 EHD Tremco Lo Ticoreet & irifo'toe:f] )c ap oo | LRFIAOF FB3-
Type B, SECUROCK Fastener with 1per2.0 | AVC Tremco AVC NS, . LRFIA(BG), TPAFB or
S-385. ) ” Coverboard: Min. 0.5-inch DensDeck Prime or X None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane ; ) 12-inch FB4-
. . SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Primer . o.c. FBWB
inch DEXcell Cement Roof Board
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Tremco
AVC Insulation Layer(s): (Optional) One or more, min
Min. 22 ga., | Min. 0.5-inch Tremco #15 EHD Membrane - - iy o LRFIA or FB3-
. X 1-inch Trisotech G, Trisotech CGF or Trisotech
Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC . . i LRFIA(BG), TPAFB or
S-386. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max — ; ) 12-inch FB4-
. SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane . o.c. FBWB
. inch DEXcell Cement Roof Board
Primer
(ws)
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
glEXce,& FtA :re:nco #1‘,lt:D Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., R anSB a d Tas ene;\,/lv:w tal Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or FB3-
Type B, oot Board, remeo cta 1perl.8 BP-CAS or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), TPAFB or
S-387. DensDeck Insulation Plate or None . X None None -60.0
Grade 40 Prime or Dekfast DE-#14-PH3 ft2 SBS-CAS5 Roofmate, Highload 60 or Plazamate 12-inch FB4-
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. FBWB
SECUROCK with Dekfast PLT-R- - K R
X Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 Roof Board
Roof Board oot Boar
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
DEXcell FA Tremco #1{1 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. Glass Mat Fastener with SBS Base HW : - ; ;
Min. 22 ga., Roof Board Tremco 3” Metal or POWERDI Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or FB3-
Type B, ! . 1per1.8 | (Optional) PY | Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), TPAFB or
S-388. DensDeck Insulation Plate or Standard . X None None -60.0
Grade 40 . ft2 ASTM D41 Roofmate, Highload 60 or Plazamate 12-inch FB4-
Prime or Dekfast DF-#14-PH3 Smooth HW, . X
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. FBWB
SECUROCK with Dekfast PLT-R- torch- I - .
X R Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 applied Roof Board
Roof Board oot Boa
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. Fastener with Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or FB3-
Type B, . 1per2.0 BP-CAS or . LRFIA(BG), TPAFB or
S-389. DensDeck Insulation Plate or None G or Styrofoam Brand Roofmate, Highload 60 or . None None -67.5
Grade 40 . ft2 SBS-CA5 12-inch FB4-
steel Prime Dekfast DF-#14-PH3 Plazamate oc FEWB
with Dekfast PLT-R- Coverboard: Min. 0.5-inch DensDeck Prime or -
3 SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or FB3-
N “283 | Min. 0.5-inch Tremco 3” Metal . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Type B, . 1per2.0 (Optional) ; LRFIA(BG), TPAFB or
S-390. DensDeck Insulation Plate or Standard G or Styrofoam Brand Roofmate, Highload 60 or . None None -67.5
Grade 40 ; ft2 ASTM D41 12-inch FB4-
steel Prime Dekfast DF-#14-PH3 Smooth HW, Plazamate oc FBWB
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DensDeck Prime or -
3 applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
S-391 Type 8, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS or Gor Styr:)foam Br’and Roofm’ate Highlo;d 60 or LRFIA(BG), None None TPAFB or -67.5
! Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CAS ! 12-inch FB4- ’
steel Roof Board Plazamate o.c. FBWB
Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
S-392 Type B, DEXcell FA Dekfast #14 with 1per2.0 (Optional) Standard Gor Styr:)foam Br’and Roofm,ate Highlo‘ad 60 or LRFIA(BG), None None TPAFB or -67.5
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 ! 12-inch FB4- ’
steel Roof Board smooth HW, Plazamate o.c. FBWB
torch- Coverboard: Min. 0.5-inch DensDeck Prime or
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD L:Z‘:('ii:"égfg;cﬁl :r' :mf;i&ig;ﬂﬂ;g;h LRFIA or FB3-
5393 Type B, SECUROCK Fastener with 1 per 2.0 None BP-CAS or Gor Styr’ofoam Br’and Roofm;te Highlo‘ad 60 or LRFIA(BG), None None TPAFB or 675
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 ! 12-inch FB4- ’
steel Roof Board Insulation Plate Plazamate o.c. FBWB
Coverboard: Min. 0.5-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco #14 HD SBS Base HW | Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multi- LRFIA or FB3-
. . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
S-394 Type B, SECUROCK Fastener with Lper2.0 (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None TPAFB or -67.5
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW, Plazamate ’ 12-inch FB4- ’
steel Roof Board Insulation Plate torch- Coverboard: Min. 0.5-inch DensDeck Prime or 0-C. FBWB
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 0.5-inch Tremco #14 HD In§ulation Laygr(s[: One or more, min. 1-inch .
Min. 22 ga. DensDeck Fastener with Trlsotth G, Trlsotech CGF', EnergyGuard Poly|sq FB3-
Type B ’ Prime or Tremco 3” Metal 1per13 BP-CAS or Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or TPAFB or
S-395. ’ Insulation Plate or None Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None -82.5
Grade 40 SECUROCK ft2 SBS-CAS5 R . FB4-
. Dekfast DF-#14-PH3 G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber . FBWB
Roof Board with Dekfast PLT-R- Plazamate
3 Coverboard: Min. 0.5-inch DensDeck Prime
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NEMO |cert. ISO/IEC 17065  PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Min. 0.5-inch Tremco #11.1 HD POWERply w@g: One or more, min. 1-inch )
Min. 22 ga. DensDeck Fastener with SBS Base HW Trlsotth G, Trlsotech CGF', EnergyGuard Poly|sq FB3-
Type B ’ Prime or Tremco 3” Metal 1per13 (Optional) or POWERply | Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multl— LRFIA or TPAFB or
S-396. Grade ;10 SECUROCK Insulation Plate or f2 ASTM D41 Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None FBA- -82.5
) Dekfast DF-#14-PH3 Smooth HW, G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber ) FBWB
Roof Board with Dekfast PLT-R- torch- Plazamate
3 applied Coverboard: Min. 0.5-inch DensDeck Prime
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. . . Fastener with Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 22 ga., | Min. 0.5-inch Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or Fes-
Type B, SECUROCK X 1perl3 BP-CAS or R TPAFB or
S-397. X Insulation Plate or None G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CAS R FB4-
steel Roof Board Dekfast DF-#14-PH3 Plazamate 6-inch o.c. FBWB
with Dekfast PLT-R- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 Fiber Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga. Min. 0.5-inch Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multi- FB3-
’ Tremco 3” Metal . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
S-398. Type B, SECUROCK Insulation Plate or Lperl3 (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None TPAFB or -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 R FB4-
steel Roof Board ngfast DF-#14-PH3 Smooth HW, Plazamate 6-inch o.c. FBWB
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 applied Fiber Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., DensDeck Tremco #15 EHD Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Type B, Prime or Fastener with 1per2.0 BP-CAS or Insulation PSFA, 12- TPAFB or
SEel, Grade 40 SECUROCK Tremco 3” Metal ft2 None SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. None None FB4- -45.0
steel Gypsum-Fiber | Insulation Plate SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
Roof Board inch DEXcell Cement Roof Board
Min. 0.5-inch ESSVY;ZZILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., | DensDeck Tremco #15 EHD or POWERply Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
5-400 Type B, Prime or Fastener with 1per2.0 | (Optional) Standard Insulation PSFA, 12- None None TPAFB or 45.0*
i Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. FB4-
steel Gypsum-Fiber | Insulation Plate torch- ! SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
Roof Board ; inch DEXcell Cement Roof Board
applied
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Tremco
AVC Insulation Layer(s): (Optional) One or more, min
Min. 22 ga., | Min. 0.5-inch Tremco #15 EHD Membrane L-inch Trisotech G .or 'IPrisotech cGF T FB3-
Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC . . . PSFA, 12- TPAFB or
S-401. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max [e—— ; . inch o.c. FB4-
. SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane . FBWB
. inch DEXcell Cement Roof Board
Primer
(ws)
Min. 0.5-inch
DEXcell FA Tremco #14 HD . . .
Glass Mat Fast ith Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., ass Via astener \,’,VI Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Roof Board, Tremco 3” Metal .
S-402 Type B, DensDeck Insulation Plate or Lperls None BP-CAS or Insulation PSFA, 12- None None TPAFB or -60.0
! Grade 40 Prime or Dekfast DF-#14-PH3 ft2 SBS-CAS5 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. FB4- ’
steel SECUROCK with Dekfast PLT-R- Fiber Roof Board or min. 7/16-inch DEXcell Cement FBWB
. Roof Board
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
ZIEXce,& FtA :reinio r#ll.ltlr-:D :gSVY:RpILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., ass Ma astene \:” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Roof Board, Tremco 3” Metal . or POWERply .
S-403 Type 8, DensDeck Insulation Plate or Lper18 | (Optional) Standard Insulation PSFA, 12- None None TPAFB or -60.0
! Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. FB4- ’
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board in. 7/16-inch DEXcell C t FBWB
SECUROCK with Dekfast PLT-R- torch- foer Root Board or min. inch DrAcell Lemen
. } Roof Board
Gypsum-Fiber | 3 applied
Roof Board
'llz'relt'nco #ll}tED Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., ) ) astener \,’,VI Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Min. 0.5-inch Tremco 3” Metal :
S-404 Type B, DensDeck Insulation Plate or 1per2.0 None BP-CAS or Insulation PSFA, 12- None None TPAFB or -67.5
: Grade 40 Prime Dekfast DF-#14-PH3 ft2 SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. FB4- ’
steel ) SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
with Dekfast PLT-R- .
3 inch DEXcell Cement Roof Board
'llz'reinco miED ESSV\IQERpI:-,iW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., ) ) astener \:” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Min. 0.5-inch Tremco 3” Metal . or POWERply :
Type B, . 1per2.0 | (Optional) Insulation PSFA, 12- TPAFB or
S-405. DensDeck Insulation Plate or Standard . . . . None None -67.5
Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. FB4-
Prime Dekfast DF-#14-PH3 Smooth HW, . X
steel . SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
with Dekfast PLT-R- torch- :
A inch DEXcell Cement Roof Board
3 applied
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Type B, DEXcell FA Dekfast #14 with 1per2.0 BP-CAS or Insulation PSFA, 12- TPAFB or
S Grade 40 Glass Mat Dekfast PLT-R-3 ft2 None SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. None None FB4- 675
steel Roof Board SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
inch DEXcell Cement Roof Board
:;)SVERF’ILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch or PO?AS}:R | Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
$-407 Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Standard PY 1 Insulation PSFA, 12- None None TPAFB or 675
! Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. FB4- '
steel Roof Board torch- ! SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
. inch DEXcell Cement Roof Board
applied
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
Type B, SECUROCK Fastener with 1per2.0 BP-CAS or Insulation PSFA, 12- TPAFB or
-408. ) N . . . ) N N -67.
Sl Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 one SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. one one FB4- 675
steel Roof Board Insulation Plate SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
inch DEXcell Cement Roof Board
:E?SV\‘;ERPILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tremco #14 HD or PO?/\S;ER | Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
$-409 Type B, SECUROCK Fastener with 1per2.0 (Optional) Standard Pl Insulation PSFA, 12- None None TPAFB or 675
. Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. FB4- ’
steel Roof Board Insulation Plate torch- ! SECUROCK Gypsum-Fiber Roof Board or min. 7/16- FBWB
A inch DEXcell Cement Roof Board
applied
Min. 0.5-inch :re:nco #ll}t:D
Min. 22 ga., | DensDeck T?;::j;’l’v:\/letal Insulation Layer(s): One or more, min. 1-inch FB3-
Type B, Prime or X 1perl3 BP-CAS or Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- TPAFB or
S-410. Insulation Plate or None . . None None -82.5
Grade 40 SECUROCK Dekfast DE-#14-PH3 ft2 SBS-CA5 Insulation inch o.c. FB4-
steel Gypsum-Fiber . Coverboard: Min. 0.5-inch DensDeck Prime FBWB
with Dekfast PLT-R- -
Roof Board 3
Min. 0.5-inch Tremco #14'1 HD POWERply
. Fastener with SBS Base HW . . .
Min. 22 ga., DensDeck Tremco 3” Metal or POWERDI Insulation Layer(s): One or more, min. 1-inch FB3-
Type B, Prime or . 1per1.3 | (Optional) PY | Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- TPAFB or
S-411. Insulation Plate or Standard : . None None -82.5
Grade 40 SECUROCK ft2 ASTM D41 Insulation inch o.c. FB4-
X Dekfast DF-#14-PH3 Smooth HW, . . .
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime FBWB
with Dekfast PLT-R- torch- -
Roof Board .
3 applied
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
'lI:'reEnco #1{2:'3 Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch T?ergcf;\’,’v:VIetal Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
5-412 Type B, SECUROCK Insulation Plate or lperl3 None BP-CAS5 or Insulation PSFA, 6- None None TPAFB or 90.0
! Grade 40 Gypsum-Fiber ft2 SBS-CA5 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. FB4- !
Dekfast DF-#14-PH3 —— . .
steel Roof Board . Fiber Roof Board or min. 7/16-inch DEXcell Cement FBWB
with Dekfast PLT-R-
3 Roof Board
'llz'reinco #Ht:D ZSSV\IIBERpILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tz:snfne;\’/,v:vl tal . POE\iI\Sl:R | Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB3-
413 Type B, SECUROCK Inseulact(iJon Pla‘;:or 1per1l3 | (Optional) gtandard PY 1 Insulation PSFA, 6- None None TPAFBOr | oo o
! Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. FB4- !
Dekfast DF-#14-PH3 Smooth HW, = . R
steel Roof Board . Fiber Roof Board or min. 7/16-inch DEXcell Cement FBWB
with Dekfast PLT-R- torch-
) Roof Board
3 applied
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Min. 0.5-inch Tremco #12 DP - . . . FB5-
Min. 22 ga., | DensDeck Fastener or Tremco ?::;:;:T;!:_?;E:ﬁn Layer(s): Min. 1-inch Atlas LRFIA or TLRA, 6-
S-414. type B, Prime or #1.4 HD Fastenfr 1per3.2 None BP-CAS or Coverboard: Min. 0.5-inch DensDeck Prime or LRF,IA(BG)’ None None inch o.c. -45.0%
Grade 40 SECUROCK with Tremco 3 ft2 SBS-CA5 P p———— . . 12-inch or FB7-
. . SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Gypsum-Fiber | Metal Insulation ; o.c. PSFA,
inch DEXcell Cement Roof Board
Roof Board Plate spatter
) . POWERply
. Min. 0.5-inch Tremco #12 DP SBS Base HW | Additional Insulation Layer(s): Min. 1-inch Atlas FBs-
Min. 22 ga., DensDeck Fastener or Tremco or POWERply | ThermalStar Type Il LRFIA or TLRA, 6-
B Pri #14 HD F 1 2 i | LRFIA(B:! inch o.c.
S-415. type B, rime or . astensr per3 (Optional) Standard Coverboard: Min. 0.5-inch DensDeck Prime or . (BG), None None inch o.c -45.0%
Grade 40 SECUROCK with Tremco 3 ft2 ASTM D41 . . 12-inch or FB7-
) ) Smooth HW, SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Gypsum-Fiber | Metal Insulation : o.c. PSFA,
torch- inch DEXcell Cement Roof Board
Roof Board Plate A spatter
applied
Tremco #12 DP - . . . FB5-
Min. 22 ga., | Min. 0.5-inch Fastener or Tremco Tremco _?:S;::;T::;:it?:ﬁn Layer(s): Min. 1-inch Atlas LRFIA or TLRA, 6-
S-416. type B, SECUROCK #1.4 HD Fastenl(’er lper32 | AVC Tremco AVC Coverboard: Min. 0.5-inch DensDeck Prime or LRF.IA(BG)' None None inch o.c. -45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane — ) - 12-inch or FB7-
) - SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Metal Insulation Primer ; o.c. PSFA,
inch DEXcell Cement Roof Board
Plate spatter
Tremco
Tremco #12 DP AVC - . g . FB5-
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Membrane .f_‘:s:;zr;:tl:.sl}:’l;;lﬁn Layer(s): Min. 1-inch Atlas LRFIA or TLRA, 6-
t B, SECUROCK #14 HD Fast 1 3.2 Pri T AVC LRFIA(BG), inch o.c.
S-417. ype . R s en;er per rimer or remeo Coverboard: Min. 0.5-inch DensDeck Prime or . (BG) None None inch o.c -45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 AVC Max p—— ) . 12-inch or FB7-
. SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Metal Insulation Membrane , o.c. PSFA,
- inch DEXcell Cement Roof Board
Plate Primer spatter
(W)
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Inslation, risotedh, H-Shielcy 15 95 L. M- Fes-
Min. 22 ga., | DensDeck Tremco #15 EHD ’ ! . i LRFIA or TLRA, 6-
X X Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech X
S-418 Type 8, Prime or Fastener with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -45.0*
: Grade 40 SECUROCK Tremco 3” Metal fit2 SBS-CAS Y » 1 12-inch or FB7- :
steel Gypsum-Fiber | Insulation Plate Plazamate o.c PSFA
Roof Board Coverboard: Min. 0.5-inch DensDeck Prime or - s att,er
SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5inch 55 B 1 | Inulaton, Trisorech, H-Shild, 190 a5+ oL, Mul- Fos-
Min. 22 ga., | DensDeck Tremco #15 EHD ! ’ g ' LRFIA or TLRA, 6-
. | . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech X
S-419 Type 8, Prime or Fastener with Lper2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -45.0*
: Grade 40 SECUROCK Tremco 3” Metal fit2 ASTM D41 v » 1 12-inch or FB7- :
steel Gypsum-Fiber | Insulation Plate smooth HW, Plazamate o.c PSFA
Rng Board torch- Coverboard: Min. 0.5-inch DensDeck Prime or e s att;er
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
. . . FB5-
. ) ) Insul Layer(s): | 3 .
Min. 22 ga., | Min.0.5-inch | Tremco #15 EHD Tremco 1”_?:;“; ?so:ecel: Z ;ﬂ‘:;';:i )Cg:ZSrT:"SZ';CL”'n LRFIA or TLRA, 6-
Type B, SECUROCK Fastener with 1per2.0 AVC Tremco AVC T X LRFIA(BG), inch o.c.
S-420. . ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane ; . 12-inch or FB7-
. . SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Primer : o.c. PSFA,
inch DEXcell Cement Roof Board
spatter
Tremco
AVC ’ . . FB5-
. . . yer(s): ) .
Min. 22 ga., | Min.0.5-inch | Tremco #15 EHD Membrane Insulation Layer(s): (Optional) One or more, min LRFIA or TLRA, 6-
. X 1-inch Trisotech G, Trisotech CGF or Trisotech .
Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC . . . LRFIA(BG), inch o.c.
S-421. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max pep—— ; . 12-inch or FB7-
. SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane , o.c. PSFA,
- inch DEXcell Cement Roof Board
Primer spatter
(w)
Min. 0.5-inch
Insulation Layer(s): One or more, min. 1-inch
glEXce’ul F:\ 'llz'reinco miED Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., Roa::Bo:rd Terlesr:(r:f;\:”Metal Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or TLRA, 6-
Type B, ! - 1perl.8 BP-CAS or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), incho.c.
S-422. DensDeck Insulation Plate or None . X None None -60.0
Grade 40 - ft2 SBS-CA5 Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 . .
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- N K R
X Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3
Roof Board
Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
g:EXce’ul FtA 'll:'re:nco #1{(:'3 :BOSV\IISERpILW Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., Roa::Bo:rd T?;::j;‘,f":vletal o PO?;:R v | Insulation, Trisotech, H-Shield, IS0 95+ GL, Multi- | LRFIA or TLRA, 6-
Type B, ! - 1per1.8 | (Optional) PY | Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), inch o.c.
S-423. DensDeck Insulation Plate or Standard ) X None None -60.0
Grade 40 . ft2 ASTM D41 Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 Smooth HW, . .
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- torch- I - .
X R Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3 applied
Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso FBS
. Fastener with Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- ;
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or TLRA' 6-
Type B, . 1per2.0 BP-CAS or . LRFIA(BG), inch o.c.
S-424. DensDeck Insulation Plate or None G or Styrofoam Brand Roofmate, Highload 60 or K None None -67.5
Grade 40 . ft2 SBS-CAS 12-inch or FB7-
steel Prime Dekfast DF-#14-PH3 Plazamate oc PSEA
with Dekfast PLT-R- Coverboard: Min. 0.5-inch DensDeck Prime or e s att;er
3 SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
. Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 22 ga., . . M ) X LRFIA or TLRA, 6-
Tvpe B Min. 0.5-inch Tremco 3” Metal 1 per 2.0 (Optional) or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG) inch o.c
S-425. ype s, DensDeck Insulation Plate or P ’ P Standard G or Styrofoam Brand Roofmate, Highload 60 or . ! None None o -67.5
Grade 40 I ft2 ASTM D41 12-inch or FB7-
steel Prime Dekfast DF-#14-PH3 Smooth HW, Plazamate oc PSEA
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DensDeck Prime or - s att’er
3 applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., Min. 0.5-inch Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multl— LRFIA or TLRA, 6-
i Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech R
S-426 Type 8, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -67.5
* | Grade40o | Glass Mat Dekfast PLT-R-3 ft2 SBS-CAS oV P 12-inch or FB7- :
steel Roof Board Coverboard: Min. 0.5-inch DensDeck Prime or 0-C. Spsgé'er
SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso £B5-
Min. 22 ga., Min. 0.5-inch SBS Base HW | Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multl— LREIA or TLRA, 6-
. . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech .
S-427 Type 8, DEXcell FA Dekfast #14 with Lper2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -67.5
! Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 v » Hig 12-inch or FB7- ’
steel Roof Board Smooth HW, Plazamate o.c PSFA
torch- Coverboard: Min. 0.5-inch DensDeck Prime or - s att,er
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso FBS
Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- .
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD nsulation, Tisotec teld, 15U 9o+ &, Muld LRFIA or TLRA, 6-
) Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech .
S-428 Type 8, SECUROCK Fastener with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -67.5
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CAS Y » Fig 12-inch or FB7- ’
steel Roof Board Insulation Plate Plazamate o.c PSFA
Coverboard: Min. 0.5-inch DensDeck Prime or e s att;er
SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD SBS Base HW | Insulation, Trisotech, H-Shield, ISQ 95+ GL, Multl- LRFIA or TLRA, 6-
. . or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech .
S-429 Type B, SECUROCK Fastener with 1per2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None inch o.c. -67.5
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 ¥ » FE 12-inch or FB7- ’
steel Roof Board Insulation Plate Smooth HW, Plazamate o.c PSFA,
torch- Coverboard: Min. 0.5-inch DensDeck Prime or - s att’er
applied SECUROCK Gypsum-Fiber Roof Board or min. 7/16- P
inch DEXcell Cement Roof Board
. . Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch . - ’ . FB5-
Min. 22 e DensDeck Fastener with Trisotech G, Trisotech CGF, EnergyGuard Polyiso TLRA 6
T é B g2~ Preimse z: Tremco 3” Metal 1peri3 BP-CAS or Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or inch ; c
S-430. ypen, Insulation Plate or per & None Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None o -82.5
Grade 40 SECUROCK ft2 SBS-CAS ; . or FB7-
) Dekfast DF-#14-PH3 G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber ) PSFA,
Roof Board with Dekfast PLT-R- Plazamate spatter
3 Coverboard: Min. 0.5-inch DensDeck Prime P
Min. 0.5-inch Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga Deln.sD.eclL Fastener with SBS Base HW | Trisotech G, Trisotech CGF, EnergyGuard Polyiso TLRA. 6-
T : é B ga. Prime or Tremco 3” Metal 1peri3 (Optional) or POWERply | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or inch ") c
S-431. GY'Zde ;lO SECUROCK Insulation Plate or pftZ ’ AS?'M D41 Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), | None None or FB7‘». -82.5
. Dekfast DF-#14-PH3 Smooth HW, G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber . PSFA,
Roof Board with Dekfast PLT-R- torch- Plazamate spatter
3 applied Coverboard: Min. 0.5-inch DensDeck Prime P
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso £BS
. . . Fastener with Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- -
Min. 22ga., | Min. 0.5-Inch | o o3 Vretal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech | LRFIA or TLRA, &-
Type B, SECUROCK K 1perl3 BP-CAS or R inch o.c.
S-432. . Insulation Plate or None G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CAS X or FB7-
steel Roof Board Dekfast DF-#14-PH3 Plazamate 6-inch o.c. PSFA
with Dekfast PLT-R- Coverboard: Min. 0.5-inch SECUROCK Gypsum S att,er
3 Fiber Roof Board or min. 7/16-inch DEXcell Cement P
Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso £B5-
Min. 22 Min. 0.5-inch Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- TLRA. 6
T in- B ga. SEIQURbCIEC Tremco 3” Metal 1per13 | (Optional) or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or inch !
S-433. ypen, ) Insulation Plate or per 2. P Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None ch o-C. -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 X or FB7-
steel Roof Board Dekfast DF-#14-PH3 Smooth HW, Plazamate 6-inch o.c. PSFA
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch SECUROCK Gypsum s att;er
3 applied Fiber Roof Board or min. 7/16-inch DEXcell Cement P
Roof Board
Min. 0.5-inch | Tremco #12 DP ?::;::;T;!:itﬁ:ﬁn Layer(s): Min. 1-inch Atlas FBS-
Min. 22 ga. DensDeck F T LRFIA TLRA, 4-
In- 22 83, ensoec astener or Tremco Coverboard: Min. 0.125-inch TremBoard AC or or BP-CA5 (Optional) . !
type B, Prime or #14 HD Fastener 1per3.2 BP-CAS or - . . LRFIA(BG), inch o.c. "
S-434. K ” None min. 0.5-inch DensDeck Prime, DEXcell FA Glass . or SBS- BP-CAS or -45.0
Grade 40 SECUROCK with Tremco 3 ft2 SBS-CA5 . 12-inch or FB7-
. . Mat Roof Board or SECUROCK Gypsum-Fiber Roof CAS SBS-CAS5
steel Gypsum-Fiber | Metal Insulation . o.c. PSFA,
Roof Board Plate Board or SECUROCK Cement Roof Board or min. spatter
7/16-inch DEXcell Cement Roof Board P
Additi 11 lation L : Min. 1-inch Atl
Min. 0.5-inch | Tremco #12 DP POWERply dditional Insulation Layer(s): Min. 1-inch Atlas FBS-
Min. 22 ga DensDeck Fastener or Tremco SBS Base HW | ThermalStar Type Il LRFIA or TLRA, 4-
s ecBay . . or POWERply | Coverboard: Min. 0.125-inch TremBoard AC or BP-CA5 (Optional) . !
type B, Prime or #14 HD Fastener 1per3.2 (Optional) . . LRFIA(BG), inch o.c. «
S-435. Grade 40 SECUROCK with Tremco 3” f2 ASTM D41 Standard min. 0.5-inch DensDeck Prime, DEXcell FA Glass 12-inch or SBS- BP-CAS5 or or EB- -45.0
. - Smooth HW, Mat Roof Board or SECUROCK Gypsum-Fiber Roof CA5 SBS-CAS
steel Gypsum-Fiber | Metal Insulation . o.c. PSFA,
torch- Board or SECUROCK Cement Roof Board or min.
Roof Board Plate ) ; spatter
applied 7/16-inch DEXcell Cement Roof Board
Tremco #12 DP 16:3,112?::;??:22? Layer(s): Min. 1-inch Atlas FBS5.
in. 22 ga. in. 0.5-i L| . LRA, 4-
Min g2 Min. 0.5-inch Fastener or Tremco Tremco Coverboard: Min. 0.5-inch DensDeck Prime, RFIA or BP-CA5 (Optional) T RA, 4
type B, SECUROCK #14 HD Fastener 1per3.2 | AVC Tremco AVC —_— LRFIA(BG), inch o.c. "
S-436. . - ” DEXcell FA Glass Mat Roof Board or SECUROCK . or SBS- BP-CAS5 or -45.0
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane . 12-inch or FB7-
) - Gypsum-Fiber Roof Board or SECUROCK Cement CA5 SBS-CAS5
steel Roof Board Metal Insulation Primer - - o.c. PSFA,
Roof Board or min. 7/16-inch DEXcell Cement Roof
Plate Board spatter
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
v (3.0.1,4.2.3) (3.1.4) G (3.1.3) v v H
Tremco Additional Insulation Layer(s): Min. 1-inch Atlas
Tremco #12 DP AVC ThermalStar Type Il FB5-
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Membrane Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or BP-CAS (Optional) TLRA, 4-
5-437 type B, SECUROCK #14 HD Fastener 1per3.2 Primer or Tremco AVC DEXcell FA Glass Mat Roof Board or SECUROCK LRFIA(BG), or SBS- BPF-)CAS or inch o.c. 45.0%
: Grade 40 Gypsum-Fiber | with Tremco 3” ft2 AVC Max Gypsum-Fiber Roof Board or SECUROCK Cement 12-inch CAS SBS-CAS or FB7- ’
steel Roof Board Metal Insulation Membrane Roof Board or min. 7/16-inch DEXcell Cement Roof | o.c. PSFA,
Plate Primer Board or min. 7/16-inch DEXcell Cement Roof spatter
(WB) Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 0.5-inch . ! o ’ FB5-
Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Min. 22 ga., | DensDeck Tremco #15 EHD x ra-viax, Trisotech, Trisoteeh | pria or . TLRA, 4-
- - G or Styrofoam Brand Roofmate, Highload 60 or BP-CA5 (Optional) .
Type B, Prime or Fastener with 1per2.0 BP-CAS or LRFIA(BG), inch o.c.
S-438. ” None Plazamate K or SBS- BP-CAS or -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CA5 . . 12-inch or FB7-
steel Gypsum-Fiber | Insulation Plate Coverboard: Min. 0.125-inch TremBoard AC or o CA5 SBS-CAS5 PSEA
Rng o min. 0.5-inch DEXcell FA Glass Mat Roof Board, < o
DensDeck Prime, SECUROCK Gypsum Fiber Roof P
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
ooy | iinin Tt i, 505+ i,
Min. 22 ga., | DensDeck Tremco #15 EHD ! ! ’ o LRFIA or . TLRA, 4-
. . . or POWERply | G or Styrofoam Brand Roofmate, Highload 60 or BP-CA5 (Optional) .
Type B, Prime or Fastener with 1per2.0 (Optional) LRFIA(BG), inch o.c.
5439 | Grade 40 SECUROCK Tremco 3” Metal ft2 AsTMD41 | Standard Plazamate 12-inch orsBS- | BP-CASor | gy | 4507
steel Gypsum-Fiber | Insulation Plate Smooth HW, Coverboard: Min. 0.125-inch TremBoard AC or o CA5 SBS-CAS PSEA
Rng Board torch- min. 0.5-inch DEXcell FA Glass Mat Roof Board, - s att;zr
applied DensDeck Prime, SECUROCK Gypsum Fiber Roof P
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
. . . FB5-
. ) . Insulation Layer(s): (Optional) One or more, min.
Min. 22 ga,, | Min. 0.5-inch Tremco #15. EHD Tremco 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CA5 (Optional) TLRA’ 4
Type B, SECUROCK Fastener with 1per2.0 | AVC Tremco AVC . . LRFIA(BG), inch o.c.
S-440. . ” Coverboard: Min. 0.125-inch TremBoard AC or . or SBS- BP-CAS or -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane ; - . 12-inch or FB7-
- . min. 0.5-inch DensDeck Prime or SECUROCK CA5 SBS-CAS5
steel Roof Board Insulation Plate Primer ] o.c. PSFA,
Gypsum Fiber Roof Board
spatter
Tremco
AVC Insulation Layer(s): (Optional) One or more, min. FB5-
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CAS (Optional) TLRA, 4-
s-aa1 Type B, SECUROCK Fastener with 1per2.0 | Primeror Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), or SBS.- BPF»)CAS or inch o.c. 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK 12-inch CAS SBS-CAS or FB7- ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch o.c. PSFA,
Primer DEXcell Cement Roof Board spatter
(W)
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
ZEI; 0|.|5|;21ch T #14 HD Insulation Layer(s): One or more, min. 1-inch
al ceM ! Fre:nco ith Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., Roa::Bo:rd T?;::j;‘,f":vletal Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- | LRFIA or Bp-cas | (optional) | TRA %
Type B, ! - 1perl.8 BP-CAS5 or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), P inch o.c.
S-442. DensDeck Insulation Plate or None ) X or SBS- BP-CAS5 or -60.0
Grade 40 . ft2 SBS-CAS Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 ) X CA5 SBS-CA5
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- I . .
X Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3 Roof Board
Roof Board oot Boa
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
DEXcell FA Tremco #1‘.‘ HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
. Glass Mat Fastener with SBS Base HW . . ; ;
Min. 22 ga., ” Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or . TLRA, 4-
Roof Board, Tremco 3” Metal . or POWERply BP-CAS5 (Optional) .
Type B, - 1per1.8 | (Optional) Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), inch o.c.
S-443. DensDeck Insulation Plate or Standard . K or SBS- BP-CAS or -60.0
Grade 40 . ft2 ASTM D41 Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 Smooth HW, . ) CAS SBS-CA5
steel ) Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- torch- - - .
. ) Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3 applied Roof Board
Roof Board oorBoa
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
::t";::f\i"i‘tﬁt’ Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- FBS-
in. . Max FA3, RESISTA, Ultra-Max, Tri h, Tri h -
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal ax FA3, RESISTA, Ultra-Max, rlsqtec , Trisotec LRFIA or BP-CAS (Optional) TLRA, 4
Type B, . 1per2.0 BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), inch o.c.
S-444. DensDeck Insulation Plate or None . or SBS- BP-CAS or -67.5
Grade 40 Prime Dekfast DF-#14-PH3 ft2 SBS-CAS Plazamate 12-inch CAS SBS-CAS or FB7-
steel with Dekfast PLT-R- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
3 Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:;‘:t’z:;f\i"i‘t;m :gsvgizmw Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- FB5-
Min. 22 ga., . . ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or . TLRA, 4-
Min. 0.5-inch Tremco 3” Metal . or POWERply ; BP-CAS5 (Optional) .
Type B, - 1per2.0 | (Optional) G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), incho.c.
S-445. DensDeck Insulation Plate or Standard . or SBS- BP-CAS5 or -67.5
Grade 40 i ft2 ASTM D41 Plazamate 12-inch or FB7-
Prime Dekfast DF-#14-PH3 Smooth HW, . . CA5 SBS-CAS5
steel with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
3 applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional) TLRA, 4-
S-a46 Type B, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or inch o.c. 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CAS5 Plazamate 12-inch CAS SBS-CAS or FB7- ’
steel Roof Board Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisote‘ch G, Trisotech CGF-, EnergyGuard Polyisq
4 - - SBS Base HW Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multl— FB5-
Min. 22 ga., Min. 0.5-inch or POWERply Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional) TLRA, 4-
s-447 Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or inch o.c. 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Smooth HW Plazamate 12-inch CAS SBS-CAS or FB7- ’
steel Roof Board torch- ’ Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional) TLRA, 4-
s-448 Type B, SECUROCK Fastener with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or inch o.c. 675
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 Plazamate 12-inch CAS SBS-CAS or FB7- ’
steel Roof Board Insulation Plate Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotth G, Trisotech CGF., EnergyGuard Polyisq
SBS Base HW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or . TLRA, 4-
Type B, SECUROCK Fastener with 1 per2.0 (Optional) or POWERply G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), BP-CAS (Optional) inch o.c.
S-449. X ” Standard . or SBS- BP-CA5S or -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Plazamate 12-inch CAS SBS-CAS or FB7-
steel Roof Board Insulation Plate torch- ’ | Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch 'll:'re:nco #1{(:D Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., | DensDeck T?:r:::;‘,f":vletal Insulation, Trisotech, H-Shield, IS0 95+ GL, Multi- | . Bp-cas | (optional) | TRA
Type B, Prime or K 1perl3 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech p inch o.c.
S-450. Insulation Plate or None ; LRFIA(BG), | or SBS- BP-CAS or -82.5
Grade 40 SECUROCK ft2 SBS-CA5 G or Styrofoam Brand Roofmate, Highload 60 or X or FB7-
. Dekfast DF-#14-PH3 6-inch o.c. CA5 SBS-CAS5
steel Gypsum-Fiber with Dekfast PLT-R- Plazamate PSFA,
Roof Board 3 Coverboard: Min. 0.5-inch DensDeck, DensDeck spatter
Prime
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch :re:nco #1‘,lt:D ESSV\IIBERpILW Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., DensDeck astener \,',VI ase Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- . TLRA, 4-
. Tremco 3” Metal . or POWERply . . LRFIA or BP-CAS5 (Optional) .
Type B, Prime or . 1perl3 (Optional) Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech inch o.c.
S Grade 40 SECUROCK Insulation Plate or ft2 ASTM D41 Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or or FB7- -82.5
_ Dekfast DF-#14-PH3 Smooth HW, v $ e 6incho.c. | CAS SBS-CAS
steel Gypsum-Fiber with Dekfast PLT-R- torch- Plazamate PSFA,
Roof Board R Coverboard: Min. 0.5-inch DensDeck, DensDeck spatter
3 applied -
Prime
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga Min. 0.5-inch Fastener with Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- TLRA 4-
T é B ga. SECURbCK Tremco 3” Metal 1peri3 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CA5 (Optional) inch ; c
S-452. G\:Zde ;lO Gvosum-Fiber Insulation Plate or pftZ ’ None SBS-CAS G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS5 or or FB7.» ’ -90.0
cton Rzzf B Dekfast DF-#14-PH3 Plazamate 6-incho.c. | CAS SBS-CAS oSiA
with Dekfast PLT-R- Coverboard: Min. 0.5-inch SECUROCK Gypsum s att’er
3 Fiber Roof Board or SECUROCK Cement Roof Board P
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 g2 Min. 0.5-inch Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- TLRA 4-
T é B ga. SECURbCK Tremco 3” Metal 1per13 | (Optional) or POWERply | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CA5 (Optional) inch ; c
S-453. G\:Zde ;10 Gvosum-Fiber Insulation Plate or pftZ ’ ASFTJM D41 Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS5 or or FB7.- ’ -90.0
steel Rzgf Board Dekfast DF-#14-PH3 Smooth HW, Plazamate 6-inch o.c. CA5 SBS-CA5 PSFA
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch SECUROCK Gypsum s att;:r
3 applied Fiber Roof Board or SECUROCK Cement Roof Board P
or min. 7/16-inch DEXcell Cement Roof Board
— on L Min. 1
Min. 0.5-inch | Tremco #12 DP ¢:::;ZT::;:?;E:E” aver(s): Min. 1-inch Atlas FBS-
Min. 22 ga., | DensDeck Fast T ! . LRFIA . TLRA, 4-
n g2 efns ec astener or Tremco Coverboard: Min. 0.125-inch TremBoard AC or or BP-CA6 (Optional) .
type B, Prime or #14 HD Fastener 1per3.2 BP-CAS or - - ) LRFIA(BG), inch o.c.
S-454. K ” None min. 0.5-inch DensDeck Prime, DEXcell FA Glass X or SBS- BP-CA6 or -45.0*
Grade 40 SECUROCK with Tremco 3 ft2 SBS-CAS . 12-inch or FB7-
. ) Mat Roof Board or SECUROCK Gypsum-Fiber Roof CA6 SBS-CA6
steel Gypsum-Fiber | Metal Insulation ) o.c. PSFA,
Roof Board Plate Board or SECUROCK Cement Roof Board or min. spatter
7/16-inch DEXcell Cement Roof Board P
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI sf]
1812} L (3.1.1,4.2.3) (3.1.4) P (3.13) v v pPly | (psf)
Min. 0.5-inch Tremco #12 DP POWERply Additional Insulation Layer(s): Min. 1-inch Atlas £B5-
Min. 22 ga DensDeck Fastener or Tremco SBS Base HW | ThermalStar Type Il LRFIA or TLRA, 4-
P oo Bdy ) ) or POWERply | Coverboard: Min. 0.125-inch TremBoard AC or BP-CA6 (Optional) o
type B, Prime or #14 HD Fastener 1per3.2 (Optional) _— . LRFIA(BG), inch o.c.
S-455. Grade 40 SECUROCK with Tremco 3” i ASTM D41 Standard min. 0.5-inch DensDeck Prime, DEXcell FA Glass 12-inch or SBS- BP-CA6 or or FB7- -45.0*
. - Smooth HW, Mat Roof Board or SECUROCK Gypsum-Fiber Roof CA6 SBS-CA6
steel Gypsum-Fiber | Metal Insulation . o.c. PSFA,
Roof Board Plate torch- Board or SECUROCK Cement Roof Board or min. spatter
applied 7/16-inch DEXcell Cement Roof Board P
Tremco #12 DP ?::;zg;sat!:_sr?::ﬁn Layer(s): Min. 1-inch Atlas FB5-
Min. 22 ga., Min. 0.5-inch Fast T T X . X LRFIA . TLRA, 4-
t ”:e B & SEI(r‘.]UROCIIr(]C #ﬁ :r:)elr::;'te;eeTco 1per3.2 A:/ecm « Tremco Avc | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(OBrG) BP-CA6 | (Optional) |\ "0
S-456. ype 5, . , » per = DEXcell FA Glass Mat Roof Board or SECUROCK BB orsBs- | BP-cAG or | .a5.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane . 12-inch or FB7-
. . Gypsum-Fiber Roof Board or SECUROCK Cement CA6 SBS-CA6
steel Roof Board Metal Insulation Primer . K o.c. PSFA,
Roof Board or min. 7/16-inch DEXcell Cement Roof
Plate spatter
Board
Tremco . ) ; .
Al 11 | L : Min. 1-inch Atl
Tremco #12 DP AVC T::r':\'qzrl’:ta:?;::ﬁn ayer(s): Min. 1-inch Atlas FBS-
toes, | SECOnOck | e Faener | 1persa | primerar | Tremcoavc | Coueboard: Min. 05-inch Denseck Prme, LRAABe), | BPCAS | (Optiona | [TERT
$-457. ype B . , ¢ per =. DEXcell FA Glass Mat Roof Board or SECUROCK MBS orses- | BP-CAG o €| 450t
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 AVC Max ) 12-inch or FB7-
) Gypsum-Fiber Roof Board or SECUROCK Cement CA6 SBS-CA6
steel Roof Board Metal Insulation Membrane - X o.c. PSFA,
. Roof Board or min. 7/16-inch DEXcell Cement Roof
Plate Primer Board spatter
(WB) oar
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 0.5-inch ’ ' . i FB5-
Max FA3, RESISTA, Ultra-Max, T h, T h
Min. 22 ga., | DensDeck Tremco #15 EHD axFA3, RESISTA, Ultra-Max, Trisotech, Trisotech | oy o . TLRA, 4-
. . G or Styrofoam Brand Roofmate, Highload 60 or BP-CA6 (Optional) .
Type B, Prime or Fastener with 1per2.0 BP-CAS or LRFIA(BG), inch o.c.
S-458. ” None Plazamate . or SBS- BP-CA6 or -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CA5 ) . 12-inch or FB7-
steel Gypsum-Fiber | Insulation Plate Coverboard: Min. 0.125-inch TremBoard AC or oc CA6 SBS-CA6 PSFA
R(‘)’Ef o min. 0.5-inch DEXcell FA Glass Mat Roof Board, < ek
DensDeck Prime, SECUROCK Gypsum Fiber Roof P
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. . Cchi +GL iy
Min.05:nch 56 naso | Max A3, RESITA, Uitra-Miae, Trsorec, Trsotech Fos-
Min. 22 ga., DensDeck Tremco #15 EHD ! ! ’ ; ! LRFIA or . TLRA, 4-
. . . or POWERply | G or Styrofoam Brand Roofmate, Highload 60 or BP-CA6 (Optional) .
Type B, Prime or Fastener with 1per2.0 | (Optional) LRFIA(BG), inch o.c.
Sl Grade 40 SECUROCK Tremco 3” Metal ft2 AsTM D41 | Standard Plazamate 12-inch or SBS- BP-CA6or | rgy 450
steel Gypsum-Fiber | Insulation Plate Smooth HW, Coverboard: Min. 0.125-inch TremBoard AC or oc CA6 SBS-CA6 PSFA
Roof Board torch- min. 0.5-inch DEXcell FA Glass Mat Roof Board, o s att’er
applied DensDeck Prime, SECUROCK Gypsum Fiber Roof P
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
v (3.0.1,4.2.3) (3.1.4) G (3.1.3) v v H
Insulation Layer(s): (Optional) One or more, min. FB5-
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Tremco 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CAG (Optional) TLRA, 4-
S-460 Type B, SECUROCK Fastener with 1per2.0 AVC Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), or SBS- BP’»)CAG or inch o.c. 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane min. 0.5-inch DensDeck Prime or SECUROCK 12-inch CAG SBS-CAG or FB7- ’
steel Roof Board Insulation Plate Primer Gypsum Fiber Roof Board or min. 7/16-inch o.c. PSFA,
DEXcell Cement Roof Board spatter
Tremco
AVC Insulation Layer(s): (Optional) One or more, min. FB5-
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CA6 (Optional) TLRA, 4-
S5-461 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), or SBS- BP'-OCAG or inch o.c. 525
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK 12-inch CAG SBS-CAG or FB7- ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch o.c. PSFA,
Primer DEXcell Cement Roof Board spatter
(ws)
:;AEI; 0|.|5|;ZICh T #14 HD Insulation Layer(s): One or more, min. 1-inch
al ceM t Fre;nco ith Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
Min. 22 ga., R anSB a d Tas ene;\,/lv:w tal Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BP-CAG (Optional) TLRA, 4-
Type B, oot Board, remc<? eta 1perl.8 BP-CAS or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), ptiona inch o.c.
S-462. DensDeck Insulation Plate or None . . or SBS- BP-CA6 or -60.0
Grade 40 . ft2 SBS-CA5 Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 . K CA6 SBS-CA6
steel ) Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- - - .
X Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3 Roof Board
Roof Board oot Boa
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
DEXcell FA Tremco #1‘_‘ HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso FB5-
. Glass Mat Fastener with SBS Base HW : - ; ;
Min. 22 ga., ” Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or . TLRA, 4-
Roof Board, Tremco 3” Metal . or POWERply BP-CA6 (Optional) .
Type B, . 1per1.8 | (Optional) Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), inch o.c.
S-463. DensDeck Insulation Plate or Standard . . or SBS- BP-CA6 or -60.0
Grade 40 i ft2 ASTM D41 Roofmate, Highload 60 or Plazamate 12-inch or FB7-
Prime or Dekfast DF-#14-PH3 Smooth HW, . . CA6 SBS-CA6
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c. PSFA,
SECUROCK with Dekfast PLT-R- torch- = - )
. R Fiber Roof Board or min. 7/16-inch DEXcell Cement spatter
Gypsum-Fiber | 3 applied
Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:;igf\‘;f&l‘i‘trlj Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- FB5-
Min. 22 ga., . . Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA . LRA, 4-
in- <= ga Min. 0.5-inch Tremco 3” Metal ax ra-Viax nso. ech, Trisotec or BP-CA6 (Optional) T RA, 4
Type B, - 1per2.0 BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), incho.c.
S-464. DensDeck Insulation Plate or None X or SBS- BP-CA6 or -67.5
Grade 40 - ft2 SBS-CAS Plazamate 12-inch or FB7-
Prime Dekfast DF-#14-PH3 . . CA6 SBS-CA6
steel with Dekfast PLT-R- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
3 Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
I:tmef]‘;fﬁt:') ESSVY;EZ'LW Insulation, Trisotech, H-Shield, SO 95+ GL, Multi- FBS-
Min. 22 ga., ) ) ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or . TLRA, 4-
Min. 0.5-inch Tremco 3” Metal . or POWERply ; BP-CA6 (Optional) .
S-465. Type B, DensDeck Insulation Plate or 1per2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRF.IA(BG), or SBS- BP-CA6 or inch o.c. 675
Grade 40 . ft2 ASTM D41 Plazamate 12-inch or FB7-
Prime Dekfast DF-#14-PH3 Smooth HW, ) . CA6 SBS-CA6
steel with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
3 applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CA6 (Optional) TLRA, 4-
S-466 Type B, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CA6 or inch o.c. 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CAS Plazamate 12-inch CAG SBS-CAG or FB7- ’
steel Roof Board Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
ZSSVY;ZEILW Insulation, Trisotech, H-Shield, IS0 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch or POWERply Max FA3, RESISTA, Ultra-Max, Trlsqtech, Trisotech LRFIA or BP-CAG (Optional) TLRA, 4-
5-467 Type B, DEXcell FA Dekfast #14 with 1per2.0 (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CA6 or inch o.c. 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Smooth HW Plazamate 12-inch CAG SBS-CAG or FB7- ’
steel Roof Board torch- ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAG (Optional) TLRA, 4-
S5-468 Type B, SECUROCK Fastener with 1 per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAG or inch o.c. 675
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 Plazamate 12-inch CAG SBS-CAG or FB7- ’
steel Roof Board Insulation Plate Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

IAS

Report No.: NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21 ACCREDITED
Prud Cerlif caliar
Page 137 of 224 o
NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Insulation Layer(s): One or more, min. 1-inch
POWERply Trisotth G, Trisotech CGF', EnergyGuard Polyisq
SBS Base HW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD or POWERDI Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAG (Optional) TLRA, 4-
Type B, SECUROCK Fastener with 1per2.0 | (Optional) PY | Gor Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), P inch o.c.
S-469. X ” Standard . or SBS- BP-CA6 or -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Plazamate 12-inch A6 SBS-CAG or FB7-
steel Roof Board Insulation Plate torch- ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c. PSFA,
applied Roof Board, DensDeck Prime, SECUROCK Gypsum spatter
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:z:;\c;f\i:iltrD Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- FB5-
in. . in. 0.5-i Max FA3, RESISTA, Ultra-Max, Tri h, Tri h -
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal ax FA3, RESISTA, Ultra-Max, rlsqtec , Trisotec LRFIA or BP-CAG (Optional) TLRA, 4
Type B, SECUROCK - 1perl3 BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or inch o.c.
S-470. ) Insulation Plate or None LRFIA(BG), | or SBS- BP-CA6 or -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CAS Plazamate X or FB7-
Dekfast DF-#14-PH3 . . . 6-inch o.c. CA6 SBS-CA6
steel Roof Board with Dekfast PLT-R- Coverboard: Min. 0.5-inch DensDeck Prime, PSFA,
3 SECUROCK Gypsum Fiber Roof Board or SECUROCK spatter
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Ire;nco #1‘.‘t:D ZSSVY;ERF’ILW Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- FBS5-
Min. 22 ga.,, | Min.0.5-inch | HoStenerwl ase Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech A TLRA, 4-
Tremco 3” Metal . or POWERply . LRFIA or BP-CA6 (Optional) .
Type B, SECUROCK . 1perl3 (Optional) G or Styrofoam Brand Roofmate, Highload 60 or inch o.c.
S-471. ) Insulation Plate or Standard LRFIA(BG), | or SBS- BP-CA6 or -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 Plazamate . or FB7-
Dekfast DF-#14-PH3 Smooth HW, . . . 6-inch o.c. CA6 SBS-CA6
steel Roof Board . Coverboard: Min. 0.5-inch DensDeck Prime, PSFA,
with Dekfast PLT-R- torch- P——— .
3 aoplied SECUROCK Gypsum Fiber Roof Board or SECUROCK spatter
pp Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., DensDeck Tremco #15 EHD Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Type B, Prime or Fastener with 1per2.0 BP-CAS or Insulation PSFA, 12- inch o.c. .
S0 Grade 40 SECUROCK Tremco 3” Metal ft2 None SBS-CAS Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. None None or FB7- 450
steel Gypsum-Fiber | Insulation Plate SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
Roof Board inch DEXcell Cement Roof Board spatter
Min. 0.5-inch ::S\AQERNLW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., DensDeck Tremco #15 EHD ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
. . . or POWERply . .
5473 Type B, Prime or Fastener with 1per2.0 | (Optional) Standard Insulation PSFA, 12- None None inch o.c. 45,0
! Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7- ’
steel Gypsum-Fiber | Insulation Plate torch- ’ SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
Roof Board applied inch DEXcell Cement Roof Board spatter
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Tremco
AVC . . . FB5-
. . . yer(s): ) .
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane I:l.rlis:clitll?rri]scl;:e:frl 2 c:ro'lg'ti;(;:zlc)hOCrEFor more, min TLRA, 6-
Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC . . . PSFA, 12- inch o.c.
S-474. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max [e—— ; . inch o.c. or FB7-
. SECUROCK Gypsum-Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane X PSFA,
. inch DEXcell Cement Roof Board
Primer spatter
(ws)
Min. 0.5-inch
glEXce’& FtA 'llz'relt'nco #ll}t:D Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ass Via astener \,’,VI Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Roof Board, Tremco 3” Metal . .
S-475 Type B, DensDeck Insulation Plate or Lperls None BP-CAS or Insulation PSFA, 12- None None inch o.c. -60.0
! Grade 40 . ft2 SBS-CAS5 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7- ’
teel Prime or Dekfast DF-#14-PH3 Fiber Roof Board or min. 7/16-inch DEXcell Cement PSFA
stee SECUROCK with Dekfast PLT-R- iber Roof Board or min. -inc cell Cemen ,
) Roof Board spatter
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
ZIEXce,& FtA :reinio r#ll.ltlr-:D :gSVY:RpILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ass Ma astene \:” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Roof Board, Tremco 3” Metal . or POWERply . .
S-476 Type 8, DensDeck Insulation Plate or Lper18 | (Optional) Standard Insulation PSFA, 12- None None inch o.c. -60.0
! Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7- ’
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board in. 7/16-inch DEXcell C t PSEA
SECUROCK with Dekfast PLT-R- torch- foer Root Board or min. inch DrAcell Lemen '
. A Roof Board spatter
Gypsum-Fiber | 3 applied
Roof Board
'llz'relt'nco #ll}tED Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ) ) astener \,’,VI Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Min. 0.5-inch Tremco 3” Metal . .
S-477 Type B, DensDeck Insulation Plate or 1per2.0 None BP-CAS or Insulation PSFA, 12- None None inch o.c. -67.5
! Grade 40 I ft2 SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7- ’
Prime Dekfast DF-#14-PH3 ; )
steel ) SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
with Dekfast PLT-R- .
3 inch DEXcell Cement Roof Board spatter
'llz'reinco miED ESSV\IQERpI:-,iW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ) ) astener \:” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Min. 0.5-inch Tremco 3” Metal . or POWERply : .
Type B, - 1per2.0 | (Optional) Insulation PSFA, 12- inch o.c.
S-478. DensDeck Insulation Plate or Standard . . . . None None -67.5
Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7-
Prime Dekfast DF-#14-PH3 Smooth HW, . X
steel . SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
with Dekfast PLT-R- torch- :
3 applied inch DEXcell Cement Roof Board spatter
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Insulation Layer(s): One or more, min. 1-inch FBS-
Min. 22 ga., Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Type B, DEXcell FA Dekfast #14 with 1per2.0 BP-CAS or Insulation PSFA, 12- inch o.c.
S Grade 40 Glass Mat Dekfast PLT-R-3 ft2 None SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. None None or FB7- 675
steel Roof Board SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
inch DEXcell Cement Roof Board spatter
:;)SVERF’ILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., Min. 0.5-inch or PO?AS}:R | Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
5-480 Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Standard PY 1 Insulation PSFA, 12- None None inch o.c. 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7- '
steel Roof Board torch- ! SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
. inch DEXcell Cement Roof Board spatter
applied
Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Type B, SECUROCK Fastener with 1per2.0 BP-CAS or Insulation PSFA, 12- inch o.c.

-481. ) N . . . ) N N -67.
Sl Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 one SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. one one or FB7- 675
steel Roof Board Insulation Plate SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,

inch DEXcell Cement Roof Board spatter
:BOSV\IlaERpIZiW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD or PO?/\SIER | Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
5482 Type B, SECUROCK Fastener with 1per2.0 (Optional) Standard Pl Insulation PSFA, 12- None None inch o.c. 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7- ’
steel Roof Board Insulation Plate torch- " | SECUROCK Gypsum-Fiber Roof Board or min. 7/16- PSFA,
R inch DEXcell Cement Roof Board spatter
applied
Min. 0.5-inch I:gf:;fjﬁtrl) FBS5-
Min. 22 ga., | DensDeck Tremco 3” Metal Insulation Layer(s): One or more, min. 1-inch TLRA, 6-
Type B, Prime or € cg eta 1perl3 BP-CAS5 or Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- inch o.c.
S-483. Insulation Plate or None . . None None -82.5
Grade 40 SECUROCK ft2 SBS-CAS5 Insulation inch o.c. or FB7-
' Dekfast DF-#14-PH3 . . .
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime PSFA,
with Dekfast PLT-R- E—
Roof Board 3 spatter
Min. 0.5-inch Tremco #11.1 HD POWERply FBS-
. Fastener with SBS Base HW . . .
Min. 22 ga., | DensDeck Tremco 3” Metal or POWERDI Insulation Layer(s): One or more, min. 1-inch TLRA, 6-
Type B, Prime or . 1per1.3 | (Optional) PY | Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- incho.c.
S-484. Insulation Plate or Standard . ) None None -82.5
Grade 40 SECUROCK ft2 ASTM D41 Insulation inch o.c. or FB7-
X Dekfast DF-#14-PH3 Smooth HW, X . i
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime PSFA,
with Dekfast PLT-R- torch- _—
Roof Board ) spatter
3 applied
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
'lI:'re;nco #1{2:'3 Insulation Layer(s): One or more, min. 1-inch FBS-
Min. 22 ga., Min. 0.5-inch T?Zr:tr:]s;\’,’v:\/letal Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
5-485 Type B, SECUROCK Insulation Plate or 1perl3 None BP-CAS or Insulation PSFA, 6- None None inch o.c. 90.0
’ Grade 40 Gypsum-Fiber ft2 SBS-CA5 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. or FB7- '
Dekfast DF-#14-PH3 - . .
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement PSFA,
with Dekfast PLT-R-
3 Roof Board spatter
:reinio r#‘i::tED :;)SVY;RF’ILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., | Min. 0.5-inch astene ” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA, 6-
Tremco 3” Metal . or POWERply . .
5-486 Type B, SECUROCK Insulation Plate or 1perl3 (Optional) Standard Insulation PSFA, 6- None None inch o.c. 90.0
’ Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. or FB7- '
Dekfast DF-#14-PH3 Smooth HW, " R R
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement PSFA,
with Dekfast PLT-R- torch-
. Roof Board spatter
3 applied
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB5-
Min. 22 ga., DensDeck Tremco #15 EHD Insulation . TLRA, 4-
. . ) . BP-CAS5 (Optional) .
5-487 Type B, Prime or Fastener with 1per2.0 None BP-CAS or Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BP-CAS or inch o.c. 45.0*
! Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. CAS SBS-CAS or FB7- ’
steel Gypsum-Fiber | Insulation Plate DensDeck Prime or SECUROCK Gypsum Fiber Roof PSFA,
Roof Board Board or min. 7/16-inch DEXcell Cement Roof spatter
Board
- : min, 1
- - POWERply Insulatlon Laye.r(s[ One or more, min. 1-inch .
Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB5-
i SBS Base HW .
Min. 22 ga., DensDeck Tremco #15 EHD or POWERD! Insulation BP-CAS (Optional) TLRA, 4-
5-488 Type B, Prime or Fastener with 1per2.0 (Optional) Standard Py Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BP[-)CAS or inch o.c. 45.0%
: Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 Smooth HW min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. cAS SBS-CAS or FB7- ’
steel Gypsum-Fiber | Insulation Plate torch- ! DensDeck Prime or SECUROCK Gypsum Fiber Roof PSFA,
Roof Board R Board or min. 7/16-inch DEXcell Cement Roof spatter
applied
Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min. FB5-
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G or Trisotech CGF or Trisotech BP-CAS (Optional) TLRA, 4-
5-489 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BPF»)CAS or inch o.c. 525
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK inch o.c. CAS SBS-CAS or FB7- ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch PSFA,
Primer DEXcell Cement Roof Board spatter
(W)
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

IAS

Report No.: NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21 ACCREDITED
Prud Cerlil calior
Page 141 of 224 o
NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
v (3.0.1,4.2.3) (3.1.4) G (3.1.3) v v H
Min. 0.5-inch
g:sa);(;e’&;f I::Z:]Zf\ﬁt:D Insulation Layer(s): One or more, min. 1-inch FBS-
in. . Trisotech G, Trisotech CGF or E Guard Polyi -
Min. 22 ga., Roof Board, Tremco 3” Metal risotech &, frisotec or Energybuard Folyiso BP-CAS5 (Optional) .TLRA’ 4
Type B, . 1perl.8 BP-CAS or Insulation PSFA, 12- inch o.c.
S-490. DensDeck Insulation Plate or None . . . or SBS- BP-CAS5 or -60.0
Grade 40 . ft2 SBS-CA5 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7-
steel Prime or Dekfast DF-#14-PH3 Fiber Roof Board in. 7/16-inch DEXcell C " CA5 SBS-CAS PSFA
SECUROCK with Dekfast PLT-R- foer moot Board or min. //2b-inch BrAcell emen g
. Roof Board spatter
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
g:EXce’& FtA 'llz'relt'nco #ll}t:D ESSV\I/BERpILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ass Mia astener \,',VI ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Roof Board, Tremco 3” Metal . or POWERply . BP-CAS5 (Optional) .
Type B, . 1perl.8 (Optional) Insulation PSFA, 12- inch o.c.
S-491. DensDeck Insulation Plate or Standard . . . or SBS- BP-CAS or -60.0
Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7-
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board or min. 7/16-inch DEXcell Cement CA5 SBS-CAS5 PSFA
SECUROCK with Dekfast PLT-R- torch- er noot Soard ormin. ch DEAcell teme '
) ) Roof Board spatter
Gypsum-Fiber | 3 applied
Roof Board
Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch FB5-
. Fastener with Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Min. 22 ga., . . ” . . TLRA, 4-
Tvpe B Min. 0.5-inch Tremco 3” Metal 1 per 2.0 BP-CAS or Insulation PSFA 12- BP-CA5 (Optional) inch o.c
S-492. G\:Zde ;10 DensDeck Insulation Plate or pftZ ’ None SBS-CAS Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch é) c or SBS- BP-CAS or or FB7.- ’ -67.5
steel Prime Dekfast DF-#14-PH3 Roof Board, DensDeck Prime or SECUROCK - CA5 SBS-CAS5 PSEA
with Dekfast PLT-R- Gypsum Fiber Roof Board or min. 7/16-inch s att’er
3 DEXcell Cement Roof Board P
Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 2 Fastener with SBS Base HW | Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA. 4-
<2834 | Min. 0.5-inch Tremco 3” Metal . or POWERply | Insulation BP-CA5 (Optional) A !
Type B, . 1per2.0 (Optional) ) . PSFA, 12- inch o.c.
S-493. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c or SBS- BP-CAS or or FB7- -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CA5 SBS-CAS5 PSFA
with Dekfast PLT-R- torch- Gypsum Fiber Roof Board or min. 7/16-inch s att;zr
3 applied DEXcell Cement Roof Board P
Insulation Layer(s): One or more, min. 1-inch FBS5.
Min.22ga, | Min.0.5-inch 'Il'r:;su(T:taicohnG, Trisotech CGF or EnergyGuard Polyiso - (options) TLRA, 4-
B DE Dekfast #14 with 1 2.0 BP-CAS5 PSFA, 12- i .C.
S-494. gzze ;10 emﬁ?&g DZkf:zt PLT-\I:-I3 p(fetrz None SBS-CASor Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c or SBS- BP-CA5 or ::rCEBC;_C -67.5
Roof Board, DensDeck Prime or SECUROCK o CA5 SBS-CAS5
steel Roof Board X . . PSFA,
Gypsum Fiber Roof Board or min. 7/16-inch spatter
DEXcell Cement Roof Board P
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
POWERply Insulation Layer(s): One or more, min. 1-inch £B5-
Min. 22 ga., Min. 0.5-inch SBS Base HW Trisotth G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Type B DEXcell FA Dekfast #14 with 1per2.0 | (Optional) | ©FPOWERPly | Insulation psFa, 12- | BP-CAS | (Optional) ) 0
5495, | 0 | el viat Dekfoct PLTR3 P | nonngy | Standard Coverboard: Min. 0.5-inch DEXcell FAGlass Mat | -~ % “" | orsBs- | BP-CASor | (00 | -67.5
Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CAS SBS-CAS5
steel Roof Board . ) 5 PSFA,
torch- Gypsum Fiber Roof Board or min. 7/16-inch spatter
applied DEXcell Cement Roof Board P
Insulation Layer(s): One or more, min. 1-inch FBS
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD IT;;CI’;‘:; hnG' Trisotech CGF or EnergyGuard Polyiso gp-cas | (optional) | TRA4
Type B, SECUROCK Fast ith 1 2.0 BP-CAS ) . PSFA, 12- inch o.c.
S-496. GY’ZZe 40 Gvosum-Fiber T?:r::c?;\’l’v:\lletal p?trz None SBS-CAsor Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c or SBS- BP-CAS or Ic:’CFB(;_C -67.5
vp . Roof Board, DensDeck Prime or SECUROCK o CAS SBS-CAS
steel Roof Board Insulation Plate . ) . PSFA,
Gypsum Fiber Roof Board or min. 7/16-inch spatter
DEXcell Cement Roof Board P
POWERply Insulation Layer(s): One or more, min. 1-inch £B5-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD SBS Base HW Trlsotth G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Type B SECUROCK Fastener with 1per2.0 (Optional) or POWERply | Insulation PSFA, 12- BP-CAS (Optional) inch o.c
497, | I | evncmriber | Tromee S Mool P | nonog | Standard Coverboard: Min. 0.5-inch DEXcell FAGlass Mat | -~ % " | orsBs- | BP-CASor | 00 | -67.5
P . Smooth HW, Roof Board, DensDeck Prime or SECUROCK - CA5 SBS-CAS
steel Roof Board Insulation Plate X . . PSFA,
torch- Gypsum Fiber Roof Board or min. 7/16-inch spatter
applied DEXcell Cement Roof Board P
Min. 0.5-inch | [remeo #14 HD . o FBS-
. Fastener with Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., DensDeck ” - " . . TLRA, 4-
- Tremco 3” Metal Trisotech G, Trisotech CGF or EnergyGuard Polyiso BP-CA5 (Optional) .
Type B, Prime or X 1perl3 BP-CAS5 or R PSFA, 6- inch o.c.
S-498. Grade 40 SECUROCK Insulation Plate or f2 None SBS-CAS Insulation inch o.c or SBS- BP-CAS5 or or FB7- -82.5
. Dekfast DF-#14-PH3 Coverboard: Min. 0.5-inch DensDeck or DensDeck - CA5 SBS-CA5
steel Gypsum-Fiber X " PSFA,
with Dekfast PLT-R- Prime
Roof Board 3 spatter
Min. 0.5-inch Tremco #14.1 HD POWERply . . ) FBS-
Min. 22 ga DensDeck Fastener with SBS Base HW Insulation Layer(s): One or more, min. 1-inch TLRA 4-
o283 ) Tremco 3” Metal . or POWERply | Trisotech G, Trisotech CGF or EnergyGuard Polyiso BP-CAS (Optional) L
Type B, Prime or . 1perl3 (Optional) . PSFA, 6- inch o.c.
S-499. Grade 40 SECUROCK Insulation Plate or f2 ASTM D41 Standard Insulation inch o.c or SBS- BP-CAS or or FB7- -82.5
) Dekfast DF-#14-PH3 Smooth HW, Coverboard: Min. 0.5-inch DensDeck or DensDeck o CA5 SBS-CAS
steel Gypsum-Fiber . - PSFA,
with Dekfast PLT-R- torch- Prime
Roof Board . spatter
3 applied
:;i:eiz:#\i/?t:[) Insulation Layer(s): One or more, min. 1-inch FB5-
in. . in. 0.5-i Trisotech G, Trisotech CGF or E Guard Polyi . , 4-
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal riso e.c risotec! or EnergyGuard Polyiso BP-CAS (Optional) TLRA 4
Type B, SECUROCK . 1perl.3 BP-CAS5 or Insulation PSFA, 6- inch o.c.
S-500. . Insulation Plate or None ) . . or SBS- BP-CAS or -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CA5 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. or FB7-
Dekfast DF-#14-PH3 ’ . . CAS5 SBS-CA5
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement PSFA,
with Dekfast PLT-R-
3 Roof Board spatter
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) e (3.1.3) v v Pt
'lI:'re;nco #1{2:'3 :BOSV\QERpILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., Min. 0.5-inch astener \,',VI ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Tremco 3” Metal . or POWERply . BP-CAS (Optional) .
Type B, SECUROCK - 1per1.3 | (Optional) Insulation PSFA, 6- inch o.c.
S-501. . Insulation Plate or Standard ) . . or SBS- BP-CAS5 or -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. or FB7-
Dekfast DF-#14-PH3 Smooth HW, o n . R CA5 SBS-CAS
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement PSFA,
with Dekfast PLT-R- torch-
. Roof Board spatter
3 applied
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB5-
Min. 22 ga., DensDeck Tremco #15 EHD Insulation BP-CAG (Optional) TLRA, 4-
5-502 Type B, Prime or Fastener with 1per2.0 None BP-CAS or Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BP'-OCAG or inch o.c. 45,0
i Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CA5 min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. CAG SBS-CAG or FB7- ’
steel Gypsum-Fiber | Insulation Plate DensDeck Prime or SECUROCK Gypsum Fiber Roof PSFA,
Roof Board Board or min. 7/16-inch DEXcell Cement Roof spatter
Board
- : nin, L
- - POWERply In§ulat|on Laye‘r(s[ One or more, min. 1-inch .
Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso FB5-
R SBS Base HW .
Min. 22 ga., DensDeck Tremco #15 EHD or POWERDI Insulation BP-CAG (Optional) TLRA, 4-
5-503 Type B, Prime or Fastener with 1 per2.0 (Optional) Standard Py Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BPI-)CAG or inch o.c. 45.0%
i Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 Smooth HW min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. CA6 SBS-CAG or FB7- ’
steel Gypsum-Fiber | Insulation Plate torch- ’ DensDeck Prime or SECUROCK Gypsum Fiber Roof PSFA,
Roof Board R Board or min. 7/16-inch DEXcell Cement Roof spatter
applied
Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min. FB5-
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G or Trisotech CGF BP-CAG (Optional) TLRA, 4-
5-504 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BP[»)CAG or inch o.c. 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK inch o.c. CAG SBS-CAG or FB7- ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch PSFA,
Primer DEXcell Cement Roof Board spatter
(w)
Min. 0.5-inch
22@?&: ::2:;?&1?) Insulation Layer(s): One or more, min. 1-inch FB5-
in. . Trisotech G, Trisotech CGF or E Guard Polyi . , 4-
Min. 22 ga., Roof Board, Tremco 3” Metal riso e.c risotec or Energytsuard Folylso BP-CA6 (Optional) TLRA 4
Type B, - 1perl.8 BP-CAS5 or Insulation PSFA, 12- inch o.c.
S-505. DensDeck Insulation Plate or None ) . . or SBS- BP-CA6 or -60.0
Grade 40 . ft2 SBS-CA5 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7-
steel Prime or Dekfast DF-#14-PH3 7F'b Roof Board in. 7/16-inch DEXcell C " CA6 SBS-CA6 PSEA
SECUROCK with Dekfast PLT-R- foer Root Board or min. //16-inch DEACEN Lemen y
) Roof Board spatter
Gypsum-Fiber | 3
Roof Board
BACK TO TOP LINK TO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Min. 0.5-inch
g:EXce’ul FtA 'll:'re:nco #1{(:'3 :BOSV\IISERpILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., ass Vi astener \:” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Roof Board, Tremco 3” Metal . or POWERply : BP-CA6 (Optional) .
Type B, - 1per1.8 | (Optional) Insulation PSFA, 12- inch o.c.
S-506. DensDeck Insulation Plate or Standard ) . . or SBS- BP-CA6 or -60.0
Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. or FB7-
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board in. 7/16-inch DEXcell C " CA6 SBS-CA6 PSFA
SECUROCK with Dekfast PLT-R- torch- foer moot Board or min. //2b-inch BrAcell emen g
. . Roof Board spatter
Gypsum-Fiber | 3 applied
Roof Board
Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch FB5-
. Fastener with Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Min. 22 ga., . . ” . . TLRA, 4-
Tvpe B Min. 0.5-inch Tremco 3” Metal 1 per 2.0 BP-CAS or Insulation PSEA 12- BP-CA6 (Optional) inch o.c
S-507. G\;Zde 210 DensDeck Insulation Plate or pftz ’ None SBS-CAS Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch ; . or SBS- BP-CA6 or or FB7.- ' -67.5
steel Prime Dekfast DF-#14-PH3 Roof Board, DensDeck Prime or SECUROCK o CA6 SBS-CA6 PSEA
with Dekfast PLT-R- Gypsum Fiber Roof Board or min. 7/16-inch s att;er
3 DEXcell Cement Roof Board P
Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 g2 Fastener with SBS Base HW | Trisotech G, Trisotech CGF or EnergyGuard Polyiso TLRA. 4-
<283 | Min. 0.5-inch Tremco 3” Metal . or POWERply | Insulation BP-CA6 (Optional) . !
Type B, . 1per2.0 (Optional) . . PSFA, 12- inch o.c.
S-508. Grade 40 DensDeck Insulation Plate or f2 ASTM D41 Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c or SBS- BP-CA6 or or FB7- -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, Roof Board, DensDeck Prime or SECUROCK - CA6 SBS-CA6 PSFA
with Dekfast PLT-R- torch- Gypsum Fiber Roof Board or min. 7/16-inch s att;er
3 applied DEXcell Cement Roof Board P
Insulation Layer(s): One or more, min. 1-inch FBS
Min. 22 ga, | Min.0.5-inch ‘Il'r:;suclz:ta;hnG, Trisotech CGF or EnergyGuard Polyiso - (Optionsl) TLRA, 4-
Dekfast #14 with 1 2. BP-CA PSFA, 12- i .C.
$-509. gzz:;w gzize,&z:\ Dzkf:: PLT-‘F,{V-IE: pftrz % | None SBS?C:;r Coverboard: Min. 0.5-inch DEXcell FA Glass Mat insch L orSBS- | BP-CAGor :)nrch‘;»c -67.5
Roof Board, DensDeck Prime or SECUROCK o CA6 SBS-CA6
steel Roof Board . . . PSFA,
Gypsum Fiber Roof Board or min. 7/16-inch spatter
DEXcell Cement Roof Board P
POWERply Insulation Layer(s): One or more, min. 1-inch FB5-
Min.22ga, | Min.0.5-inch 2??)3332;21\\// 'Il'r:lsu(T:taicohnG, Trisotech CGF or EnergyGuard Polyiso Spca (options) TLRA, 4-
S-510. gzgeB;lO gixscse&z\ g:::::i ii_;‘f_:”;h 1 p(fetrzz.o Li?;;jgzli Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat ::]SCI;A(,)ch— or SBS- BP-CA6 or rrcho?‘_c. -67.5
Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CA6 SBS-CA6
steel Roof Board X . . PSFA,
torch- Gypsum Fiber Roof Board or min. 7/16-inch spatter
applied DEXcell Cement Roof Board P
Insulation Layer(s): One or more, min. 1-inch FBS5.
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD Eﬁ:‘:ﬁ)hn(; Trisotech CGF or EnergyGuard Polyiso sp.cas | (optional) | TRA4
B E i 1per2. BP- 12- inch o.c.
s511. | PeB SECUROCK Fastener with Per2.0 | None P-CAS or Coverboard: Min. 0.5-inch DEXcell FA Glass Mat | /" orsBs- | BP-CAGor | MNOC | grs
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CAS R inch o.c. or FB7-
- Roof Board, DensDeck Prime or SECUROCK CA6 SBS-CA6
steel Roof Board Insulation Plate ) ) . PSFA,
Gypsum Fiber Roof Board or min. 7/16-inch spatter
DEXcell Cement Roof Board P
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Barrier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
POWERply Insulation Layer(s): One or more, min. 1-inch £BS
Trisotech G, Trisotech CGF or E Guard Polyi .
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD SBS Base HW | Trisotech G, Trisotec or Energylauard Folylso _ TLRA, 4-
Type B SECUROCK Fastener with 1per2.0 | (Optional) | ©FPOWERPly | Insulation psFa, 12- | BP-CA6 | (Optional) ) 0
5-512. G‘;Z e t0 vosumFiber | Tromes 3 Metal p i A;M Ty | Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat e or SBS- BP-cAGor | MOOC | 675
VP : Smooth HW, | Roof Board, DensDeck Prime or SECUROCK “ | cne SBS-CA6
steel Roof Board Insulation Plate X . . PSFA,
torch- Gypsum Fiber Roof Board or min. 7/16-inch spatter
applied DEXcell Cement Roof Board P
:;i;;:;f\i:i‘tED Insulation Layer(s): One or more, min. 1-inch FB5-
in. . in. 0.5-i Tri hG, Tri h CGF or E Polyi -
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal rnsotef: G, Trisotech CGF or EnergyGuard Polyiso BP-CAG (Optional) TLRA, 4
Type B, SECUROCK . 1perl3 BP-CAS or Insulation PSFA, 6- inch o.c.
S-513. . Insulation Plate or None ) . . . or SBS- BP-CA6 or -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CA5 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7-
Dekfast DF-#14-PH3 pre—— . . CA6 SBS-CA6
steel Roof Board . SECUROCK Gypsum Fiber Roof Board or min. 7/16- PSFA,
with Dekfast PLT-R- :
3 inch DEXcell Cement Roof Board spatter
'llz're:nco #ll}t:D ESSV\I/BERpILW Insulation Layer(s): One or more, min. 1-inch FB5-
Min. 22 ga., Min. 0.5-inch astener \,',VI ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso . TLRA, 4-
Tremco 3” Metal . or POWERply . BP-CA6 (Optional) .
Type B, SECUROCK . 1perl3 (Optional) Insulation PSFA, 6- inch o.c.
S-514. . Insulation Plate or Standard ) . . . or SBS- BP-CA6 or -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch DensDeck Prime or inch o.c. or FB7-
Dekfast DF-#14-PH3 Smooth HW, Pp— . . CA6 SBS-CA6
steel Roof Board ) SECUROCK Gypsum Fiber Roof Board or min. 7/16- PSFA,
with Dekfast PLT-R- torch- .
R inch DEXcell Cement Roof Board spatter
3 applied
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 0.5-inch Tremco #12 DP Additional Insulation Layer(s): Min. 1-inch Atlas
R ThermalStar Type Il
Min. 22 ga., DensDeck Fastener or Tremco Coverboard: Min. 0.5-inch DensDeck Prime LRFIA or
B Pri #14 HD F 1 3.2 BP-CA5 — e ’ LRFIA(B:! FB6-
5-515. type B, rime or : astener per None or DEXcell FA Glass Mat Roof Board or SECUROCK 1A(BG), | \one None -45.0*
Grade 40 SECUROCK with Tremco 3 ft2 SBS-CA5 . 12-inch PEBATF
. . Gypsum-Fiber Roof Board or SECUROCK Cement
steel Gypsum-Fiber | Metal Insulation - X o.c.
Roof Board or min. 7/16-inch DEXcell Cement Roof
Roof Board Plate
Board
Min. 0.5-inch Tremco #12 DP POWERply Additional Insulation Layer(s): Min. 1-inch Atlas
. SBS Base HW | ThermalStar Type Il
Min. 22 ga., DensDeck Fastener or Tremco X . X LRFIA or
type B Prime or #14 HD Fastener 1per3.2 | (Optional) | ©F POWERRly | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) FB6-
S-516. ! . ” ' Standard DEXcell FA Glass Mat Roof Board or SECUROCK . " | None None -45.0*
Grade 40 SECUROCK with Tremco 3 ft2 ASTM D41 ) 12-inch PEBATF
steel Gypsum-Fiber | Metal Insulation Smooth HW, Gypsum-Fiber Roof Board or SECUROCK Cement o
torch- Roof Board or min. 7/16-inch DEXcell Cement Roof "
Roof Board Plate }
applied Board
— on L Min 1
Tremco #12 DP 1A_:g:|tq|1c;r;:tla::-srula:ﬁn ayer(s): Min. 1-inch Atlas
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Tremco Coverboard: Myl’:] 0.5-inch DensDeck Prime LRFIA or
s-517. | PeB SECUROCK #14 HD Fastener lper3.2 | AvC Tremco AVC | "1y cell FA Glass Mat Roof Board or SECUROCK LRFIAGBG), |\ jne None Fe- 45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane . 12-inch PEBATF
steel Roof Board Metal Insulation Primer Gypsum-Fiber Roof Board or SECUROCK Cement o.c
Plate Roof Board or min. 7/16-inch DEXcell Cement Roof h
Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Barrier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) e (3.1.3) v v Pt
Tremco - . . .
Tremco #12 DP AVC ?ﬁ:::;r;::;:iula:ﬁn Layer(s): Min. 1-inch Atlas
Min. 22 ga., Min. 0.5-inch Fastener or Tremco Membrane Coverboard: I\ZE\ 0.5-inch DensDeck Prime LRFIA or
B ECUROCK #14 HD F 1 2 Pri T AVC — g ! LRFIA(B:! FB6-
5-518. type &, SECUROCK : astener per 3 rimer or remco DEXcell FA Glass Mat Roof Board or SECUROCK 1A(BG), | \one None 6 45,0
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 AVC Max ) 12-inch PEBATF
steel Roof Board Metal Insulation Membrane Gypsum-Fiber Roof Board or SECUROCK Cement o.c
. Roof Board or min. 7/16-inch DEXcell Cement Roof e
Plate Primer Board
(WB) oar
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. . Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Min. 22 ga., | DensDeck Tremco #15 EHD ! ! ’ L LRFIA or
. . G or Styrofoam Brand Roofmate, Highload 60 or
5519 Type B, Prime or Fastener with 1per2.0 None BP-CAS or Plazamate LRFIA(BG), None None FB6- 45,0
: Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS : . . 12-inch PEBATF ’
steel Gypsum-Fiber | Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, oc
Rng o DEXcell FA Glass Mat Roof Board or SECUROCK <
Gypsum-Fiber Roof Board or SECUROCK Cement
Roof Board or min. 7/16-inch DEXcell Cement Roof
Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 0.5-inch POWERply Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
. " SBS Base HW | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Min. 22 ga., DensDeck Tremco #15 EHD R LRFIA or
. . . or POWERply | G or Styrofoam Brand Roofmate, Highload 60 or
$-520 Type B, Prime or Fastener with 1 per2.0 (Optional) Standard Plazamate LRFIA(BG), None None FB6- 45,0
: Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 . . . 12-inch PEBATF ’
steel Gypsum-Fiber | Insulation Plate Smooth HW, Coverboard: Min. 0.5-inch DensDeck Prime, o
Rzgf Board torch- DEXcell FA Glass Mat Roof Board or SECUROCK -
applied Gypsum-Fiber Roof Board or SECUROCK Cement
Roof Board or min. 7/16-inch DEXcell Cement Roof
Board
. ) ) Insulation Layer(s): ional , min.
Min. 22 ga.,, | Min.0.5-inch | Tremco #15 EHD Tremco 1”_?:;“; ?so:ecel: Z ;ﬂ‘:;';:i )Cg:ZSrT:"SZ';CL”'n LRFIA or
Type B, SECUROCK Fastener with 1per2.0 | AVC Tremco AVC P, . LRFIA(BG), FB6-
S-521. . ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane . ) 12-inch PEBATF
- - SECUROCK Gypsum Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Primer . o.c.
inch DEXcell Cement Roof Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min
Min. 22 ga., | Min. 0.5-inch Tremco #15 EHD Membrane L-inch Trisotech G 'Tri’s)otech CGF orTrisote’ch ’ LRFIA or
Type B, SECUROCK Fastener with 1per2.0 | Primeror Tremco AVC T . LRFIA(BG), FB6-
S-522. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max P —— . ) 12-inch PEBATF
- SECUROCK Gypsum Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane : o.c.
- inch DEXcell Cement Roof Board
Primer
(W)
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
g:EXce’ul FtA 'll:'re:nco #1{(:'3 Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Roa::Bo:rd T?;::j;‘,f":vletal Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- | LRFIA or
5523 Type B, DensDeck ! Insulation Plate or 1perl.8 N BP-CAS5 or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), N N FB6- 60.0
s Grade 40 . ft2 one SBS-CAS Roofmate, Highload 60 or Plazamate 12-inch one one PEBATF ’
Prime or Dekfast DF-#14-PH3 . X
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c.
SECUROCK with Dekfast PLT-R- I . .
X Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 Roof Board
Roof Board oot Boar
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
DEXcell FA Tremco #1‘.‘ HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. Glass Mat Fastener with SBS Base HW . . ; ;
Min. 22 ga., Roof Board T 37 Metal POWERDI Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi- LRFIA or
Type B, oor soard, remCQ eta 1perl.8 (Optional) or PY | Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), FB6-
S-524. DensDeck Insulation Plate or Standard . K None None -60.0
Grade 40 Prime or Dekfast DF-#14-PH3 ft2 ASTM D41 Smooth HW Roofmate, Highload 60 or Plazamate 12-inch PEBATF
steel . ’ Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c.
SECUROCK with Dekfast PLT-R- torch- N K R
. R Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 applied Roof Board
Roof Board oorBoa
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
::t";::f\i"i‘tﬁt’ Insulation, Trisotech, H-Shield, SO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
Type B, e . 1per2.0 BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), FB6-
S-525. DensDeck Insulation Plate or None . None None -67.5
Grade 40 I ft2 SBS-CA5 Plazamate 12-inch PEBATF
Prime Dekfast DF-#14-PH3 . .
steel with Dekfast PLT-R- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
3 Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:;‘:t’z:;f\i"i‘t;m :gsvgizmw Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
Min. 22 ga., . . ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
Min. 0.5-inch Tremco 3” Metal . or POWERply ;
Type B, - 1per2.0 | (Optional) G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), FB6-
S-526. DensDeck Insulation Plate or Standard . None None -67.5
Grade 40 i ft2 ASTM D41 Plazamate 12-inch PEBATF
Prime Dekfast DF-#14-PH3 Smooth HW, X i
steel with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
3 applied Roof Board, DensDeck Prime, SECUROCK Gypsum
PP Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s, Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
Type B, DEXcell FA Dekfast #14 with 1per2.0 BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), FB6-
AL Grade 40 Glass Mat Dekfast PLT-R-3 ft2 None SBS-CAS Plazamate 12-inch None None PEBATF 675
steel Roof Board Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
4 - - :;)SV\I/:aZ:IzIW Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multi—
Min. 22 ga., | Min. 0.5-inch or POWERply Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
5-528 Type B, DEXcell FA Dekfast #14 with 1per2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None FB6- 675
’ Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Plazamate 12-inch PEBATF '
Smooth HW, . .
steel Roof Board torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
5-529 Type B, SECUROCK Fastener with 1per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None FB6- 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 Plazamate 12-inch PEBATF ’
steel Roof Board Insulation Plate Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:E?SV\I/;EZILW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD or POWERply Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
5-530 Type B, SECUROCK Fastener with 1 per2.0 (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None FB6- 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Plazamate 12-inch PEBATF ’
steel Roof Board Insulation Plate torch- ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

IAS

Report No.: NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21 ACCREDITED
Page 149 of 224 e
NEMO |cert. ISO/IEC 17065  PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Min. 0.5-inch Tremco #11.1 HD Insulation Laye‘r(s[: One or more, min. 1-inch )
Min. 22 ga. Densbeck Fastener with Trlsotth G, Trlsotech CGF', EnergyGuard Poly|sq
Type B ’ Prime or Tremco 3” Metal 1per13 BP-CAS or Insulation, Trisotech, H-Shield, IS.O 95+ GL, Multl— LRFIA or FB6-
S-531. Grade ;10 SECUROCK Insulation Plate or f2 None SBS-CAS Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None PEBATF -82.5
) Dekfast DF-#14-PH3 G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber .
Roof Board with Dekfast PLT-R- Plazamate
3 Coverboard: Min. 0.5-inch DensDeck Prime
Min. 0.5-inch Tremco #14 HD POWERply In§ulation Laye.rgs[: One or more, min. 1-inch )
Min. 22 ga. DensDeck Fastener with SBS Base HW Trnsotef:h G, Trlsotech CGF., EnergyGuard Poly|sq
Type B ’ Prime or Tremco 3” Metal 1per13 (Optional) or POWERply | Insulation, Trisotech, H-Shield, ISQ 95+ GL, Multl- LRFIA or FB6-
S-532. Grade 210 SECUROCK Insulation Plate or f2 ASTM D41 Standard Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA(BG), None None PEBATE -82.5
. Dekfast DF-#14-PH3 Smooth HW, G or Styrofoam Brand Roofmate, Highload 60 or 6-inch o.c.
steel Gypsum-Fiber )
Roof Board with Dekfast PLT-R- torch- Plazamate
3 applied Coverboard: Min. 0.5-inch DensDeck Prime
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga. Min. 0.5-inch Fastener with Insulation, Trisotech, H-Shield, IS-O 95+ GL, Multi—
’ Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or
Type B, SECUROCK . 1perl3 BP-CAS or R FB6-
S-533. . Insulation Plate or None G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None -90.0
Grade 40 Gypsum-Fiber ft2 SBS-CA5 . PEBATF
steel Roof Board Dekfast DF-#14-PH3 Plazamate 6-inch o.c.
with Dekfast PLT-R- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISQ 95+ GL, Multi-
Type B SECUROCK Tremcc? 3” Metal 1per13 (Optional) or POWERply | Max FA3, RESISTA, Ultra-Max, Trlsqtech, Trisotech LRFIA or FBG-
S-534, Grade ;lO Gypsum-Fiber Insulation Plate or f2 ASTM D41 Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), None None PEBATE -90.0
steel Roof Board Dekfast DF-#14-PH3 Smooth HW, Plazamate 6-inch o.c.
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 applied Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch | Tremco #12 DP ;\:sr':;rl‘sat';??;ﬁ'ﬁn Layer(s): Min. L-inch Atlas
Min. 22 ga., De.nsDeck Fastener or Tremco Coverboard: Min. 0.125-inch TremBoard AC or LRFIA or BP-CAS (Optional)
type B, Prime or #14 HD Fastener 1per3.2 BP-CAS or - . . LRFIA(BG), FB6-
S-535. Grade 40 SECUROCK with Tremco 3” 0 None SBS-CAS min. 0.5-inch DensDeck Prime, DEXcell FA Glass 12-inch or SBS- BP-CAS5 or PEBATE -45.0*
steel Gypsum-Fiber | Metal Insulation Mat Roof Board or SECUROCK Gypsum-Fiber Roof oc. CA5 SBS-CA5
Roof Board Plate Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Barrier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Min. 0.5-inch Tremco #12 DP POWERply Additional Insulation Layer(s): Min. 1-inch Atlas
Min. 22 ga DensDeck Fastener or Tremco SBS Base HW | ThermalStar Type Il LRFIA or
P oo Bdy ) ) or POWERply | Coverboard: Min. 0.125-inch TremBoard AC or BP-CA5 (Optional)
type B, Prime or #14 HD Fastener 1per3.2 (Optional) _— . LRFIA(BG), FB6-
S-536. Grade 40 SECUROCK with Tremco 3” f2 ASTM D41 Standard min. 0.5-inch DensDeck Prime, DEXcell FA Glass 12-inch or SBS- BP-CA5 or PEBATF -45.0*
. - Smooth HW, Mat Roof Board or SECUROCK Gypsum-Fiber Roof CA5 SBS-CAS
steel Gypsum-Fiber | Metal Insulation . o.c.
Roof Board Plate torch- Board or SECUROCK Cement Roof Board or min.
applied 7/16-inch DEXcell Cement Roof Board
Tremco #12 DP Additional Insulation Layer(s): Min. 1-inch Atlas
Min. 22 ga Min. 0.5-inch Fastener or Tremco Tremco ThermalStar Type Il LRFIA or
: N - Coverboard: Min. 0.5-inch DensDeck Prime BP-CAS (Optional)
1 2 T AVC - ! FB6-
s537. | PeB, SECUROCK #14 HD Fastener per3.2 | AVC remeo DEXcell FA Glass Mat Roof Board or SECUROCK LRFIAGBG). | o sps. | Bp-cAS or 6 -45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 Membrane Membrane . 12-inch PEBATF
steel Roof Board Metal Insulation Primer Gypsum-Fiber Roof Board or SECUROCK Cement oc CAS SBS-CA5
Plate Roof Board or min. 7/16-inch DEXcell Cement Roof e
Board
Tremco . ) ; .
Al 11 | L : Min. 1-inch Atl
Tremco #12 0P ave Addtonal Insulation Layer): Min. Linch At
b 220 | M sin | PO T | s | M | o | oot tin 05 nchdensecrme, | AT | s | st |
$-538. ype B . , ¢ per =. DEXcell FA Glass Mat Roof Board or SECUROCK MBS orses- | BP-CAS o -45.0*
Grade 40 Gypsum-Fiber | with Tremco 3 ft2 AVC Max ) 12-inch PEBATF
) Gypsum-Fiber Roof Board or SECUROCK Cement CA5 SBS-CA5
steel Roof Board Metal Insulation Membrane - X o.c.
. Roof Board or min. 7/16-inch DEXcell Cement Roof
Plate Primer Board
(WB) oar
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. . Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Min. 22 ga., DensDeck Tremco #15 EHD ! ! ! R § LRFIA or .
. . G or Styrofoam Brand Roofmate, Highload 60 or BP-CA5 (Optional)
Type B, Prime or Fastener with 1per2.0 BP-CAS or LRFIA(BG), FB6-
5-539. Grade 40 SECUROCK Tremco 3” Metal ft2 None SBS-CAS Plazamate 12-inch orSBS- | BP-CASor | pepge | 4507
steel Gypsum-Fiber | Insulation Plate Coverboard: Min. 0.125-inch TremBoard AC or oc CA5 SBS-CAS5
R(‘)’Ef o min. 0.5-inch DEXcell FA Glass Mat Roof Board, <
DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 0.5-inch POWERply Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
. . 2>t SBS Base HW | Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech
Min. 22 ga., DensDeck Tremco #15 EHD R LRFIA or .
. . . or POWERply | G or Styrofoam Brand Roofmate, Highload 60 or BP-CA5 (Optional)
Type B, Prime or Fastener with 1per2.0 | (Optional) LRFIA(BG), FB6-
Seal Grade 40 SECUROCK Tremco 3” Metal ft2 AsTM D41 | Standard Plazamate 12-inch or SBS- BP-CASor | pepare | 4307
steel Gyosum-Fiber | Insulation Plate Smooth HW, Coverboard: Min. 0.125-inch TremBoard AC or oc CA5 SBS-CAS
Rng Board torch- min. 0.5-inch DEXcell FA Glass Mat Roof Board, o
applied DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
Insulation Layer(s): (Optional) One or more, min.
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Tremco 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CAS (Optional)
s-541 Type B, SECUROCK Fastener with 1per2.0 AVC Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), or SBS- BP’»)CAS or FB6- 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 Membrane Membrane min. 0.5-inch DensDeck Prime or SECUROCK 12-inch CAS SBS-CAS PEBATF ’
steel Roof Board Insulation Plate Primer Gypsum Fiber Roof Board or min. 7/16-inch o.c.
DEXcell Cement Roof Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min.
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CAS (Optional)
5-542 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or LRFIA(BG), or SBS- BP'-OCAS or FB6- 525
! Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK 12-inch CAS SBS-CAS PEBATF ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch o.c.
Primer DEXcell Cement Roof Board
(ws)
Min. 0.5-inch . ) .
Insulation Layer(s): One or more, min. 1-inch
g:EXce,& FtA 'llz're;nco #Ht:D Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., R anSB a d Tas ene;\,/lv:w tal Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BP-CAS (Optional)
Type B, oot board, remc<? cta 1perl.8 BP-CAS or Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), ptiona FB6-
S-543. DensDeck Insulation Plate or None . X or SBS- BP-CAS5 or -60.0
Grade 40 . ft2 SBS-CA5 Roofmate, Highload 60 or Plazamate 12-inch PEBATF
Prime or Dekfast DF-#14-PH3 . K CA5 SBS-CAS
steel ) Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c.
SECUROCK with Dekfast PLT-R- - - .
X Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 Roof Board
Roof Board oot Boa
Min. 0.5-inch . . .
Insulation Layer(s): One or more, min. 1-inch
DEXcell FA Tremco #1‘_‘ HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
. Glass Mat Fastener with SBS Base HW : - ; ;
Min. 22 ga., ” Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or .
Roof Board, Tremco 3” Metal . or POWERply BP-CA5 (Optional)
Type B, . 1per1.8 | (Optional) Max FA3, RESISTA, Ultra-Max or Styrofoam Brand LRFIA(BG), FB6-
S-544. DensDeck Insulation Plate or Standard . . or SBS- BP-CAS or -60.0
Grade 40 i ft2 ASTM D41 Roofmate, Highload 60 or Plazamate 12-inch PEBATF
Prime or Dekfast DF-#14-PH3 Smooth HW, . . CA5 SBS-CAS5
steel . Coverboard: Min. 0.25-inch SECUROCK Gypsum- o.c.
SECUROCK with Dekfast PLT-R- torch- = - )
. R Fiber Roof Board or min. 7/16-inch DEXcell Cement
Gypsum-Fiber | 3 applied
Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
::2:;?&1?) Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., . . ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or .
Type B, Min. 0.5-inch | Tremco 3" Metal 1per2.0 BP-CA5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), BP-CAS (Optional) | (oo
S-545. DensDeck Insulation Plate or None X or SBS- BP-CAS5 or -67.5
Grade 40 ; ft2 SBS-CA5 Plazamate 12-inch PEBATF
Prime Dekfast DF-#14-PH3 . . CA5 SBS-CAS
steel with Dekfast PLT-R- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
3 Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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ISO/IEC 17065 PCA-145

NEMO |cert.
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
I::Z:]Zf\ﬁt:D :BOS\AI/;E:ILW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., ) ) ” Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or .
Min. 0.5-inch Tremco 3” Metal . or POWERply ; BP-CA5 (Optional)
s-546. Type B, DensDeck Insulation Plate or 1per2.0 | (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRF.IA(BG), or SBS- BP-CAS or FB6- 675
Grade 40 ) ft2 ASTM D41 Plazamate 12-inch PEBATF
Prime Dekfast DF-#14-PH3 Smooth HW, ) . CA5 SBS-CAS5
steel with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
3 applied Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional)
5-547 Type B, DEXcell FA Dekfast #14 with 1per2.0 None BP-CAS5 or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or FB6- 675
: Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CAS Plazamate 12-inch CAS SBS-CAS PEBATF ’
steel Roof Board Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
ZSSV\QZZEILW Insulation, Trisotech, H-Shield, IS-O 95+ GL, Multi—
Min. 22 ga., Min. 0.5-inch or POWERply Max FA3, RESISTA, Ultra-Max, Trlsqtech, Trisotech LRFIA or BP-CAS (Optional)
5-548 Type B, DEXcell FA Dekfast #14 with 1per2.0 (Optional) Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or FB6- 675
' Grade 40 Glass Mat Dekfast PLT-R-3 ft2 ASTM D41 Smooth HW Plazamate 12-inch CAS SBS-CAS PEBATF ’
steel Roof Board torch- ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional)
5-549 Type B, SECUROCK Fastener with 1 per2.0 None BP-CAS or G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS.- BP-CAS or FB6- 675
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 Plazamate 12-inch CAS SBS-CAS PEBATF ’
steel Roof Board Insulation Plate Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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NEMO |cert. ISO/IEC 17065  PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Insulation Layer(s| Roof Cover (3.1.4)
System Deck Fastener Primer I;I:r':ioerr = Attach MDP
No. (4.1.2) Type (311, 4.2.3) Attach 3.1.4) Type i Base Ply Ply CapPly | (psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:BOS\AI/;E:ILW Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi-
Min. 22 ga., Min. 0.5-inch Tremco #14 HD Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or .
Type B, SECUROCK Fastener with 1per2.0 (Optional) or POWERply G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), BP-CAS (Optional) FB6-
S-550. X ” Standard . or SBS- BP-CA5 or -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 Smooth HW Plazamate 12-inch cAS SBS-CAS PEBATF
steel Roof Board Insulation Plate torch- ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat o.c.
applied Roof Board, DensDeck Prime, SECUROCK Gypsum
Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch I;i:aiz:#\}vzilt:D Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., DensDeck Tremco 3" Metal Insulation, Trisotech, H-Shield, 1ISO 95+ GL, Multi- LRFIA or BP-CAS (Optional)
Type B, Prime or - 1perl3 BP-CAS or Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech FB6-
Sl Grade 40 SECUROCK Insulation Plate or ft2 None SBS-CA5 G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), | or SBS- BP-CASor | pepare 825
) Dekfast DF-#14-PH3 ! 6-inch o.c. CA5 SBS-CAS5
steel Gypsum-Fiber with Dekfast PLT-R- Plazamate
Roof Board 3 Coverboard: Min. 0.5-inch DensDeck, DensDeck
Prime
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Tremco #1‘_‘ HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min.22ga,, | DensDeck Fastener with 58S Base HW 1< ilation, Trisotech, H-Shield, IS0 95+ GL, Multi- _
Type B, Prime or Tremcc? 3" Metal 1perl3 (Optional) or POWERply Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CAS (Optional) FB6-
Sl Grade 40 SECUROCK Insulation Plate or ft2 AsTM D41 | Stendard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), | or SBS- BP-CASor | peparr -82.5
) Dekfast DF-#14-PH3 Smooth HW, ! 6-inch o.c. CAS SBS-CAS5
steel Gypsum-Fiber with Dekfast PLT-R- torch- Plazamate
Roof Board R Coverboard: Min. 0.5-inch DensDeck, DensDeck
3 applied -
Prime
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga. Min. 0.5-inch Fastener with Insulation, Trisotech, H-Shield, ISO 95+ GL, Multi-
’ Tremco 3” Metal Max FA3, RESISTA, Ultra-Max, Trisotech, Trisotech LRFIA or BP-CA5 (Optional)
Type B, SECUROCK X 1per1.3 BP-CA5 or : FB6-
S-553. Grade 40 Gypsum-Fiber Insulation Plate or f2 None SBS-CAS G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or PEBATE -90.0
steel Roof Board Dekfast DF-#14-PH3 Plazamate 6-inch o.c. CA5 SBS-CA5
with Dekfast PLT-R- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tremco #14 HD POWERply Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Fastener with SBS Base HW | Insulation, Trisotech, H-Shield, ISQ 95+ GL, Multi— '
Type B, SECUROCK Tremcc? 3” Metal 1per13 | (Optional) or POWERply | Max FA3, RESISTA, Ultra-Max, Trlsqtech, Trisotech LRFIA or BP-CA5 (Optional) FBG-
S-554. Grade 40 Gypsum-Fiber Insulation Plate or f2 ASTM D41 Standard G or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), or SBS- BP-CAS or PEBATF -90.0
steel Roof Board Dekfast DF-#14-PH3 Smooth HW, Plazamate 6-inch o.c. CA5 SBS-CAS5
with Dekfast PLT-R- torch- Coverboard: Min. 0.5-inch SECUROCK Gypsum
3 applied Fiber Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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NEMO|cert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., DensDeck Tremco #15 EHD :’r:;suc;:ficohnG, Trisotech CGF or EnergyGuard Polyiso
S-555. Type B, Prime or Fastener \:”th Lper2.0 None BP-CAS or Coverboard: Min. 0.5-inch DEXcell FA Glass Mat .PSFA’ 12- None None FBe- -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS - R inch o.c. PEBATF
X K Roof Board, DensDeck Prime or SECUROCK
steel Gypsum-Fiber | Insulation Plate . . .
Roof Board Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 0.5-inch POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., DensDeck Tremco #15 EHD Z?ig;s}::p\/\h// T;;C;;iii,hn& Trisotech CGF or EnergyGuard Polyiso
i i 1 2. i | PSFA, 12- FB6-
S-556. Type B, Prime or Fastener \,’,Vlth per2.0 | (Optional) Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat . SFA, None None 6 -45.0*
Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 T R inch o.c. PEBATF
X K Smooth HW, Roof Board, DensDeck Prime or SECUROCK
steel Gypsum-Fiber | Insulation Plate X R R
Roof Board torch- Gypsum Fiber Roof Board or min. 7/16-inch
applied DEXcell Cement Roof Board
Tremco
AVC Insulation Layer(s): (Optional) One or more, min
Min. 22 ga., | Min. 0.5-inch Tremco #15 EHD Membrane Liinch Trisotech G .or 'I"Jrisotech caF ’ ’
Type B, SECUROCK Fastener with 1 per2.0 Primer or Tremco AVC . . i PSFA, 12- FB6-
S-557. X ” Coverboard: Min. 0.5-inch DensDeck Prime or . None None -52.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max Ep—— . ) inch o.c. PEBATF
. SECUROCK Gypsum Fiber Roof Board or min. 7/16-
steel Roof Board Insulation Plate Membrane :
- inch DEXcell Cement Roof Board
Primer
(ws)
Min. 0.5-inch
DEXcell FA Tremco #14 HD . . .
Glass Mat Fastener with Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., ass Ma astene \:” Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Roof Board, Tremco 3” Metal .
S-558 Type B, DensDeck Insulation Plate or Lperls None BP-CAS or Insulation PSFA, 12- None None FB6- -60.0
! Grade 40 Prime or Dekfast DF-#14-PH3 ft2 SBS-CA5S Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. PEBATF ’
steel SECUROCK with Dekfast PLT-R- Fiber Roof Board or min. 7/16-inch DEXcell Cement
) Roof Board
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
DEXcell FA Tremco #1{‘ HD POWERply Insulation Layer(s): One or more, min. 1-inch
. Glass Mat Fastener with SBS Base HW - " .
Min. 22 ga., ” Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Roof Board, Tremco 3” Metal . or POWERply :
S-559 Type B, DensDeck Insulation Plate or lper18 | (Optional) Standard Insulation PSFA, 12- None None Fe- -60.0
: Grade 40 . ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. PEBATF ’
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board or min. 7/16-inch DEXcell Cement
SECUROCK with Dekfast PLT-R- torch- ' n- '
. ; Roof Board
Gypsum-Fiber | 3 applied
Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga Fastener with Trisotech G, Trisotech CGF or EnergyGuard Polyiso
i ” | Min. 0.5-inch Tremco 3” Metal Insulation
S-560. Q;ZZeB;lO DensDeck Insulation Plate or 1 p«:trzz.o None Sg:é\:sor Coverboard: Min. 0.5-inch DEXcell FA Glass Mat iF:]SthAé)ch— None None Elég:”': -67.5
steel Prime Dekfast DF-#14-PH3 Roof Board, DensDeck Prime or SECUROCK -
with Dekfast PLT-R- Gypsum Fiber Roof Board or min. 7/16-inch
3 DEXcell Cement Roof Board
Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch
. Fastener with SBS Base HW | Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Min. 22 ga., Min. 0.5-inch Tremco 3” Metal or POWERply | Insulation
e 1 per 2. ional PSFA, 12- FB6-
S-561. gZZeB;lO DensDeck Insulation Plate or p?trz 0 g?_:wlogii Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat insch ; c None None PEgATF -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, Roof Board, DensDeck Prime or SECUROCK o
with Dekfast PLT-R- torch- Gypsum Fiber Roof Board or min. 7/16-inch
3 applied DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch 'Il'r:;suc;;izicohnG, Trisotech CGF or EnergyGuard Polyiso
s562. | YPeB, DEXcell FA Dekfast #114 with Tper2.0 1 yone BP-CAS or Coverboard: Min. 0.5-inch DEXcell FAGlassMat | > " 2" | None None F6- 675
Grade 40 Glass Mat Dekfast PLT-R-3 ft2 SBS-CA5 - inch o.c. PEBATF
steel Roof Board Roof Board, DensDeck Prime or SECUROCK
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch z?igxisp\?; ‘Il'r:;suclz:ta;hnG, Trisotech CGF or EnergyGuard Polyiso
T B DEXcell FA Dekfast #14 with 1 2. i | PSFA, 12- FB6-
S-563. Gtzze ;10 GIasZeMat D(eakf:z: PLT—‘IQI—I; p?trz 0 ,(Aosgtl\l/?gii Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat insch é) c None None PEgATF -67.5
steel Roof Board Smooth HW, Roof Board, DensDeck Prime or SECUROCK -
torch- Gypsum Fiber Roof Board or min. 7/16-inch
applied DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tremco #14 HD T,:;Zc;:;i,hna Trisotech CGF or EnergyGuard Polyiso
S-564. Type B, SECUROCK Fastener \,’,Vlth 1per2.0 None BP-CAS or Coverboard: Min. 0.5-inch DEXcell FA Glass Mat .PSFA' 12- None None FBe- -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 SBS-CA5 - A inch o.c. PEBATF
steel Roof Board Insulation Plate Roof Board, DensDeck Prime or SECUROCK
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Min.22ga, | Min.0.5-inch Tremco #14 HD 2??)3332:;\:, 'Il'r:;su(T:taicohnG, Trisotech CGF or EnergyGuard Polyiso
B E i 1 2.0 Opti | PSFA, 12- FB6-
S-565. Type 8, S CUROCK Fastener\,/,wth per (Optional) Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat . None None -67.5
Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 ASTM D41 ey R inch o.c. PEBATF
steel Roof Board Insulation Plate Smooth HW, Roof Board, DensDeck Prime or SECUROCK
torch- Gypsum Fiber Roof Board or min. 7/16-inch
applied DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
P (3.1.1,4.2.3) (3.1.4) P (3.1.3) Y Y P
winosinc | Temaiord
Min. 22 ga., DensDeck T 37 Metal Insulation Layer(s): One or more, min. 1-inch
5-566 Type B, Prime or Ir:seunllact(i)on Plaieaor 1perl3 N BP-CAS or Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- N N FB6- 325
" | Grade4o | sEcurock | it RSO ft2 one SBS-CAS Insulation inch o.c. one one PEBATF '
steel Gypsum-Fiber . Coverboard: Min. 0.5-inch DensDeck Prime
with Dekfast PLT-R- —
Roof Board 3
Min. 0.5-inch Tremco #11.1 HD POWERply
. Fastener with SBS Base HW . . .
Min. 22 ga., DensDeck Tremco 3” Metal or POWERG! Insulation Layer(s): One or more, min. 1-inch
Type B, Prime or . 1per1.3 | (Optional) PY | Trisotech G, Trisotech CGF or EnergyGuard Polyiso PSFA, 6- FB6-
S-567. Insulation Plate or Standard . . None None -82.5
Grade 40 SECUROCK ft2 ASTM D41 Insulation inch o.c. PEBATF
X Dekfast DF-#14-PH3 Smooth HW, i . i
steel Gypsum-Fiber X Coverboard: Min. 0.5-inch DensDeck Prime
with Dekfast PLT-R- torch- -
Roof Board ;
3 applied
'llz'relt'nco #ll}t:D Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch T?:r::c?;\’l’v:\lletal Trisotech G, Trisotech CGF or EnergyGuard Polyiso
5-568 Type B, SECUROCK Insulation Plate or 1perl3 None BP-CAS or Insulation PSFA, 6- None None FB6- -90.0
: Grade 40 Gypsum-Fiber Dekfast DE-#14-PH3 ft2 SBS-CA5 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. PEBATF ’
steel Roof Board . Fiber Roof Board or min. 7/16-inch DEXcell Cement
with Dekfast PLT-R-
3 Roof Board
'llz're;nco #Ht:D ZSSV\IQERF’ILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch astener \,',VI ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Tremco 3” Metal . or POWERply .
5569 Type B, SECUROCK Insulation Plate or 1perl.3 (Optional) Standard Insulation PSFA, 6- None None FB6- 90.0
’ Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. PEBATF '
Dekfast DF-#14-PH3 Smooth HW, . . R
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement
with Dekfast PLT-R- torch-
} Roof Board
3 applied
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch Trisotech G, Trisotech CGF or EnergyGuard Polyiso
Min. 22 ga., De.nsDeck Tremco #15? EHD Insulation . ) BP-CAS (Optional)
$-570 Type B, Prime or Fastener with 1per2.0 None BP-CAS5 or Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BP-CAS or FB6- 45.0%
: Grade 40 SECUROCK Tremco 3” Metal ft2 SBS-CAS min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. CAS SBS-CAS PEBATF '
steel Gypsum-Fiber | Insulation Plate DensDeck Prime or SECUROCK Gypsum Fiber Roof
Roof Board Board or min. 7/16-inch DEXcell Cement Roof
Board
Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch POWERply Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. SBS Base HW .
Min. 22 ga., DensDeck Tremco #15 EHD or POWERDI Insulation BP-CAS (Optional)
5571 Type B, Prime or Fastener with 1per2.0 (Optional) Standard Py Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BPF»)CAS or FB6- 45.0*
! Grade 40 SECUROCK Tremco 3” Metal ft2 ASTM D41 Smooth HW min. 0.5-inch DEXcell FA Glass Mat Roof Board, inch o.c. CAS SBS-CAS PEBATF ’
steel Gypsum-Fiber | Insulation Plate torch- ! DensDeck Prime or SECUROCK Gypsum Fiber Roof
Roof Board R Board or min. 7/16-inch DEXcell Cement Roof
applied
Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Bar':ier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Tremco
AVC Insulation Layer(s): (Optional) One or more, min.
Min. 22 ga., | Min. 0.5-inch Tremco #15 EHD Membrane 1-inch Trisotech G or Trisotech CGF BP-CAS (Optional)
5572 Type B, SECUROCK Fastener with 1per2.0 Primer or Tremco AVC Coverboard: Min. 0.125-inch TremBoard AC or PSFA, 12- or SBS- BPF-)CAS or FB6- 525
: Grade 40 Gypsum-Fiber | Tremco 3” Metal ft2 AVC Max min. 0.5-inch DensDeck Prime or SECUROCK inch o.c. CAS SBS-CAS PEBATF ’
steel Roof Board Insulation Plate Membrane Gypsum Fiber Roof Board or min. 7/16-inch
Primer DEXcell Cement Roof Board
(ws)
Min. 0.5-inch
DEXcell FA Tremco #14 HD . . .
Glass Mat Fastener with Insulation Layer(s): One or more, min. 1-inch
in. . Trisotech G, Trisotech CGF or E Guard Polyi .
Min. 22 ga., Roof Board, Tremco 3” Metal rso e.c risotec or Energytuard Folylso BP-CAS5 (Optional)
Type B, X 1perl.8 BP-CAS or Insulation PSFA, 12- FB6-
S-573. DensDeck Insulation Plate or None ) . ) or SBS- BP-CAS or -60.0
Grade 40 . ft2 SBS-CAS5 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. PEBATF
teel Prime or Dekfast DF-#14-PH3 7”3 Roof Board in. 7/16-inch DEXcell C " CAS SBS-CAS5
stee SECUROCK with Dekfast PLT-R- iber Roof Board or min. -inc cell Cemen
. Roof Board
Gypsum-Fiber | 3
Roof Board
Min. 0.5-inch
DEXcell FA Tremco #1{1 HD POWERply Insulation Layer(s): One or more, min. 1-inch
. Glass Mat Fastener with SBS Base HW - - ]
Min. 22 ga., ” Trisotech G, Trisotech CGF or EnergyGuard Polyiso .
Roof Board, Tremco 3” Metal . or POWERply A BP-CA5 (Optional)
S-574 Type 8, DensDeck Insulation Plate or Lper18 | (Optional) Standard Insulation PSFA, 12- or SBS- BP-CAS or FB6- -60.0
’ Grade 40 ) ft2 ASTM D41 Coverboard: Min. 0.25-inch SECUROCK Gypsum- inch o.c. PEBATF '
steel Prime or Dekfast DF-#14-PH3 Smooth HW, Fiber Roof Board in. 7/16-inch DEXcell C " CA5 SBS-CAS5
SECUROCK with Dekfast PLT-R- torch- foer Root Board or min. //26-Inch DEAcell Lemen
. } Roof Board
Gypsum-Fiber | 3 applied
Roof Board
Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga Fastener with Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. ” | Min. 0.5-inch Tremco 3” Metal Insulation BP-CA5 (Optional)
S-575. -(I;\r/’zZeB;lO DensDeck Insulation Plate or 1 p(fatrZZ.O None Sgs?gAssor Coverboard: Min. 0.5-inch DEXcell FA Glass Mat iF;SthA;1CZ or SBS- BP-CAS5 or ?:gATF -67.5
steel Prime Dekfast DF-#14-PH3 Roof Board, DensDeck Prime or SECUROCK o CA5 SBS-CAS5
with Dekfast PLT-R- Gypsum Fiber Roof Board or min. 7/16-inch
3 DEXcell Cement Roof Board
Tremco #14 HD POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga Fastener with SBS Base HW | Trisotech G, Trisotech CGF or EnergyGuard Polyiso
. ” | Min. 0.5-inch Tremco 3” Metal . or POWERply | Insulation BP-CAS5 (Optional)
S-576. gzzeB;lO DensDeck Insulation Plate or 1 p?trzz.o g?;‘\:’gﬂ Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat :’nS;A(,)ch— or SBS- BP-CAS5 or Ii‘:g;-\TF -67.5
steel Prime Dekfast DF-#14-PH3 Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CA5 SBS-CAS5
with Dekfast PLT-R- torch- Gypsum Fiber Roof Board or min. 7/16-inch
3 applied DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer Barrier Attach MDP
No. (4.1.2) Type Attach Type Base PI Pl Cap PI (psf)
L (3.1.1,4.2.3) (3.1.4) ve (3.1.3) v v Pt
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch :’r:lsuc;:ficohnG, Trisotech CGF or EnergyGuard Polyiso - (options)
T B DEXcell FA Dekfast #14 with 1 2.0 BP-CA5 PSFA, 12- FB6-
S-577. G&;ZZe ;10 Glas(;eMat D:kf:zt PLT—\I:I—I3 p?trz None SBS—CASor Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch ; c or SBS- BP-CAS or PEBATE -67.5
steel Roof Board Roof Board, DensDeck Prime or SECUROCK - CA5 SBS-CAS
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Z?ig;s}::p\/\h// T;;C;;iii,hn& Trisotech CGF or EnergyGuard Polyiso 4pcas (Optional)
T B, DEXcell FA Dekfast #14 with 1 2.0 Opti | . . PSFA, 12- FB6-
S-578. GY’ZZe 20 GlascseMat DZkf:Zt PLT-:I-I3 p?trz LS?’I\TBZ% Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat inch o.c or SBS- BP-CAS5 or PEBATE -67.5
steel Roof Board Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CAS SBS-CAS
torch- Gypsum Fiber Roof Board or min. 7/16-inch
applied DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch Tremco #14 HD 'Il'r:;suc;;izicohnG, Trisotech CGF or EnergyGuard Polyiso opcas (Optional
ss79. | QPSP | eRoct i‘::::j;‘,’,";\t/lhetal 1Per20 | None SEAo " | Coverboard: Min. 0.5-inch DEXcell FA Glass Mat | o' 12| orses- | Bp-cAsor | (o0 | 675
steel Rzgf Board Insulation Plate Roof Board, DensDeck Prime or SECUROCK - CA5 SBS-CAS
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
POWERply Insulation Layer(s): One or more, min. 1-inch
Tri hG, Tri h CGFor E Polyi
Min. 22 ga., | Min.0.5-inch | Tremco #14 HD Z?Spgﬁm |nr;Zc|’;f|ianG rrotech CGF or EnereyGuard Polyise BP-CA5 (Optional)
T B ECUROCK F ith 1 2. i | PSFA, 12- FB6-
5580, | o Z Cguﬁ_cﬁber e Mot o 0 ;OS?'\':BZ; Standard Coverboard: Min. 0.5-inch DEXcell FA Glass Mat insch ' 7 | orses | BP-CASor PEg R
steel Rggf Board Insulation Plate Smooth HW, Roof Board, DensDeck Prime or SECUROCK o CA5 SBS-CAS5
torch- Gypsum Fiber Roof Board or min. 7/16-inch
applied DEXcell Cement Roof Board
Min. 0.5-inch Tremco #14.1 HD ] ) .
Min. 22 ga DensDeck Fastener with Insulation Layer(s): One or more, min. 1-inch
i N 4 Trisotech G, Trisotech CGF or E Guard Polyi BP-CA! ional
Type B, Prime or Tremcg 3” Metal 1per1l3 BP-CAS or riso eF risotec or EnergyGuard Polyiso PSFA, 6- CA5 (Optional) FB6-
S-581. Grade 40 SECUROCK Insulation Plate or f2 None SBS-CAS Insulation inch o.c or SBS- BP-CAS or PEBATF -82.5
) Dekfast DF-#14-PH3 Coverboard: Min. 0.5-inch DensDeck, DensDeck o CA5 SBS-CAS5
steel Gypsum-Fiber ) -
with Dekfast PLT-R- Prime
Roof Board 3
Min. 0.5-inch Tremco #14'1 HD POWERply . ' .
Min. 22 ga DensDeck Fastener with SBS Base HW | Insulation Layer(s): One or more, min. 1-inch
i v 4 Trisotech G, Trisotech CGF or E Guard Polyi - i
Type B, Prime or Tremcc? 3” Metal 1per13 (Optional) or POWERply riso e.c risotec! or EnergyGuard Polyiso PSFA, 6- BP-CA5 (Optional) FBG-
S-582. Grade 40 SECUROCK Insulation Plate or f2 ASTM D41 Standard Insulation inch o.c or SBS- BP-CAS or PEBATE -82.5
. Dekfast DF-#14-PH3 Smooth HW, Coverboard: Min. 0.5-inch DensDeck, DensDeck - CA5 SBS-CAS
steel Gypsum-Fiber . —
with Dekfast PLT-R- torch- Prime
Roof Board .
3 applied
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TABLE 2p: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF)
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION(S), BONDED ROOF COVER
Thermal Barrier Vv Insulation Layer(s) Roof Cover (3.1.4)
System Deck Fastener Primer B:r’:ioerr Attach MDP
No. 4.1.2 Type Attach Type Base PI Pl Cap PI (psf)
(a.12) L (3.1.1,4.2.3) (3.1.4) yp (3.13) \ \ pPly
I;i?e:\c;f\}vzi‘t:D Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch ” Trisotech G, Trisotech CGF or EnergyGuard Polyiso .
s 583 Type B, SECUROCK |an:unl]:t?oan P“Qitea:)r lper13 |\ BP-CAS or Insulation PSFA, 6- SFSCBA;S g%pé';’;?g FB6- 500
: Grade 40 Gypsum-Fiber ft2 SBS-CAS Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. PEBATF '
Dekfast DF-#14-PH3 - . . CA5 SBS-CAS
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement
with Dekfast PLT-R-
3 Roof Board
:re;nio r#\i/?tED :;)SVY;RF’ILW Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., Min. 0.5-inch astene ” ase Trisotech G, Trisotech CGF or EnergyGuard Polyiso .
Tremco 3” Metal . or POWERply . BP-CA5 (Optional)
Type B, SECUROCK . 1per1.3 | (Optional) Insulation PSFA, 6- FB6-
S-584. . Insulation Plate or Standard ) . . or SBS- BP-CAS or -90.0
Grade 40 Gypsum-Fiber ft2 ASTM D41 Coverboard: Min. 0.5-inch SECUROCK Gypsum inch o.c. PEBATF
Dekfast DF-#14-PH3 Smooth HW, - ) A CA5 SBS-CA5
steel Roof Board X Fiber Roof Board or min. 7/16-inch DEXcell Cement
with Dekfast PLT-R- torch-
) Roof Board
3 applied
TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) | Attach Base Ply Ply | capply | (osf)
TPA IN TPA BONDING ADHESIVE:
Min. 22 ga., Type B, Grade | (Optional for recover) One or M!n. 0.25-|r.1ch Densl?eck -30.0*
N Prime or min. 0.375-inch . 1 per
S-585. 33 steel or structural more layers, any combination, . Section 3.1.1 None None BB1-TPABA (NO
) ) DensDeck ProFast Prime 4.0 ft2
concrete min. 1-inch HVHZ)
Roof Board
Tremco #14 HD Fastener with
Min. 22 ga., T B - *
5586 33”;teel iar ’strﬁifur;\IGrade One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None BBL-TPABA 30.0
’ concrete combination CoverBoard-FR or Dekfast DF-#14-PH3 with 2.0 ft? H(\'/\II-?Z)
Dekfast PLT-R-3
. Tremco #14 HD Fastener with
_ *
5587 ?'\’/gr;t:; ii.;;ﬁzfu?';l(;rade One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None BB1-TPABA 37.5
’ concrete combination CoverBoard or Dekfast DF-#14-PH3 with 2.7 ft? H(\'/\ll-?z)
Dekfast PLT-R-3
Min. 22 ga., type B, Grade . . . .
$-588. | 40 steel or structural (Optional) One or more layers, | Min. 1.5-inch Trisotech G or | ¢ 3 3 LPer 1 None None BB1-TPABA | -45.0*
any combination, loose laid Trisotech CGF 2.0 ft
concrete
Min. 22 ga., type B, Grade . . . .
S-589. 40 steel or structural (Opt|onal)'0n§ or more Iayers, M!n. 2-inch Trlso.tech, Section 3.1.1 ! perz None None BB1-TPABA | -45.0*
concrete any combination, loose laid Trisotech G or Trisotech CGF 4.0 ft
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Cap Ply (psf)
Min. 22 ga., Type B, Grade (Optional for recover) One or PMr:rr]r;gozrsr:lri]r?hOD:;Ss—[i)rfgﬁ 1 per
$-590. | 33 steel or structural P one. R Section 3.1.1 P None None BBL-TPABA | -45.0%
more layers, any combination DensDeck ProFast Prime 2.0 ft?
concrete
Roof Board
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . .
One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per "
5-591. ignsctfeetleor structural combination CoverBoard or Dekfast DF-#14-PH3 with 2.0 ft? None None BB1-TPABA | -45.0
Dekfast PLT-R-3
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . .
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per «
592 ignsctf:t'eor structural combination CoverBoard-FR or Dekfast DF-#14-PH3 with 232 | No"e None BBLTPABA | 430
Dekfast PLT-R-3
Min. 22 ga., Type B, Grade (Optional) One or more layers m;;fjrs;?;hOD;;;?:s: 1 per
S-593. 40 steel or structural P - Vers, o Section 3.1.1 P , | None None BB1-TPABA | -45.0
any combination, loose laid DensDeck ProFast Prime 2.0 ft
concrete
Roof Board
Dekfast DF-#12-PH3, Dekfast DF-
#14-PH3 or Dekfast DF-#15-PH3
with Dekfast PLT-R-3, Tremco
#1211 Fastener, Tremco #1410
Min. 22 ga., Type B, Grade ) . . !
| | Min. 0.25-inch SECUROCK Fast T #1510 XHD 1
$-594. 40 steel or structural (Optional) One or more layers, in. 0.25-inch SECUROC asteneror 'Temeo #5o-L PET | None None BBL-TPABA | -45.0
concrete any combination, loose laid Gypsum-Fiber Roof Board Fastener with Tremco Disc 3 in. 2.0ft
Steel Stress Plate or ACE #12 or
ACE #15 with ACE 3” BE Insulation
Plate (#12 fasteners with steel
only)
Min. 0.25-inch DensDeck Dekfast DF-#15-PH3 with Dekfast
. . PLT-R-3, Tremco #1410 Fastener or
Min. 22 ga., Type B, Grade . Prime or SECUROCK .
(Optional) One or more layers, . Tremco #1510 XHD Fastener with 1 per
S-595. 40 steel or structural L k Gypsum-Fiber Roof Board or R . R None None BB1-TPABA -67.5
any combination, loose laid A . Tremco Disc 3 in. Steel Stress Plate 1.8 ft
concrete min. 0.375-inch DensDeck i "
. or ACE #15 with ACE 3” BE
ProFast Prime Roof Board .
Insulation Plate
TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:
. Tremco #14 HD Fastener with
_ *
5596 ?'\’/;r;t:; iz:.;;\{j;;ful?’;f;rade One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None BB2-TPALV 30.0
’ concrete combination CoverBoard-FR or Dekfast DF-#14-PH3 with 2.0 ft? H(\'/\:_?Z)
Dekfast PLT-R-3
Tremco #14 HD Fastener with
Min. 22 ga., T B, Grad - *
5-597 33|r;teel iz: ;trmfurlal rade One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None BB2-TPALY 37.5
’ concrete combination CoverBoard or Dekfast DF-#14-PH3 with 2.7 ft2 H(\'/\:_?Z)
Dekfast PLT-R-3
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TABLE 2e: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Grade ) . . .
S-598. 40 steel or structural (Optlonal).On.e or more Iayers, M!n. 1.5-inch Trisotech G or Section 3.1.1 1 per None None BB2-TPALV | -45.0*
any combination, loose laid Trisotech CGF 2.0 ft?
concrete
Min. 22 ga., type B, Grade . . . .
(Optional) One or more layers, Min. 2-inch Trisotech, . 1 per
- . 40 steel tructural 11 N N BB2-TPALV -45.0%*
Skp) steelor structura any combination, loose laid Trisotech G or Trisotech CGF Section 3 4.0 ft? one one >0
concrete
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . X
One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per "
5-600. ijnsctfeetleor structural combination CoverBoard or Dekfast DF-#14-PH3 with 2.0t None None BB2-TPALY | -45.0
Dekfast PLT-R-3
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . X
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per "
>00L ignsct:":t'eor structural combination CoverBoard-FR or Dekfast DF-#14-PH3 with 232 | No"e None BB2TPALY | 430
Dekfast PLT-R-3
Min. 22 ga., Type B, Grade (Optional) One or more layers m;;fjrs;?;hOD;;;?:s: 1 per
S-602. 40 steel or structural P - Vers, N Section 3.1.1 P » | None None BB2-TPALV | -45.0
any combination, loose laid DensDeck ProFast Prime 2.0 ft
concrete
Roof Board
Dekfast DF-#12-PH3, Dekfast DF-
#14-PH3 or Dekfast DF-#15-PH3
with Dekfast PLT-R-3, Tremco
#1211 Fastener, Tremco #1410
Min. 22 ga., Type B, Grade ) . . !
$-603. 40 steel or structural (Optlonal). Onfe or more Iayers, Min. 0.25 .|nch SECUROCK Fastener or' Tremco #15.10 XHD 1 per2 None None BBI-TPALY 45.0
concrete any combination, loose laid Gypsum-Fiber Roof Board Fastener with Tremco Disc 3 in. 2.0 ft
Steel Stress Plate or ACE #12 or
ACE #15 with ACE 3” BE Insulation
Plate (#12 fasteners with steel
only)
Min. 0.25-inch DensDeck Dekfast DF-#15-PH3 with Dekfast
. . PLT-R-3, Tremco #1410 Fastener or
Min. 22 ga., Type B, Grade . Prime or SECUROCK .
(Optional) One or more layers, . Tremco #1510 XHD Fastener with 1 per
S-604. 40 steel or structural - K Gypsum-Fiber Roof Board or R . 2 None None BB2-TPALV -67.5
any combination, loose laid . R Tremco Disc 3 in. Steel Stress Plate 1.8ft
concrete min. 0.375-inch DensDeck . b
: or ACE #15 with ACE 3” BE
ProFast Prime Roof Board .
Insulation Plate
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
in. 0.25-inch DensD ) ]
Min. 22 ga., type B, Grade One or more layers, any M!n 0.25 |r.1ch ens K eck Section 3.1.1 or BP-AA, SBS- (Optional) BP- -30.0%*
- . . Prime or min. 0.375-inch 1 per FB1-HA or
S-605. 40 steel or structural combination, min. 1.5-inch DensDeck ProFast Prime Dekfast DF-#12-PH3 (steel only) or 4.0 f22 AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM (NO
concrete total thickness, loose laid Roof Board DF-#14-PH3 with Dekfast PLT-R-3 ’ or SBS-SEBS SEBS or SBS-SEBS HVHZ)
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Dekfast DF-#12-PH3 (steel only) or
i . - i _R- - - i - - *
Min. 22 ga., type B, Grade One qr mf)re Iay.ers, any Min. 0.25-inch SECUROCK DF-#14-PH3 with Dekfast PLT-R-3, 1 per BP-AA, SBS (Optional) BP FB1-HA or 30.0
S-606. 40 steel or structural combination, min. 1.5-inch Gyosum-Fiber Roof Board Tremco #1211 Fastener (steel only) 400 AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM (NO
concrete total thickness, loose laid P or Tremco #1410 Fastener with ’ or SBS-SEBS SEBS or SBS-SEBS HVHZ)
Tremco Disc 3 in. Steel Stress Plate
Tremco #1211 Fastener (steel only)
. or Tremco #1410 Fastener with .
- - - - *
Min. 22 ga., type B, Grade | One or more Iaygrs, any Min. 0.125-inch TremBoard | Tremco Disc 3 in. Steel Stress Plate 1 per BP-AA, SBS (Optional) B FB1-HA or 30.0
S-607. 40 steel or structural combination, min. 1.5-inch AA, BP-SEBS AA, SBS-AA, BP- (NO
. . AC or Tremco #12 DP (steel only) or 4.0 ft2 FB2-THERM
concrete total thickness, loose laid . ” or SBS-SEBS SEBS or SBS-SEBS HVHZ)
Tremco #14 HD with Tremco 3
Metal Insulation Plate
. . ) . (Optional) BP- )
Min. 22 ga., type B, Grade M!n. 1.5-inch Trisotech G, . Min. 1-inch Structodek HD . 1 per AA, SBS-AA, (Optional) BP FB1-HA or
S-608. 33 steel or structural Trisotech, I1SO 95+ GL, Multi- . X R Section 3.1.1 > AA, SBS-AA, BP- -45.0*
with Primed Red Coating 2.0 ft BP-SEBS or FB2-THERM
concrete Max FA-3 SEBS or SBS-SEBS
SBS-SEBS
Min. 0.5-inch DensDeck
Min. 22 ga., type B, Grade One or more layers, any Prime or SECUROCK 1 per BP-AA, SBS- (Optional) BP- FBI-HA or
S-609. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or | Section 3.1.1 1 6pft2 AA, BP-SEBS AA, SBS-AA, BP- EB2-THERM -60.0
concrete total thickness, loose laid min. 0.375-inch DensDeck : or SBS-SEBS SEBS or SBS-SEBS
ProFast Prime Roof Board
Dekfast DF-#15-PH3 with Dekfast
PLT-R-3, Tremco #1510 XHD
| ! BP-AA, SBS- i 1) BP-
Min. 22 ga., type B, Grade One o.r mgre ay.ers, any Min. 0.125-inch TremBoard Fastener with Tremco Disc Ribbed 1 per » SBS (Optional) FB1-HA or
S-610. combination, min. 1.5-inch . AA, BP-SEBS AA, SBS-AA, BP- -67.5
80 steel total thickness. loose laid AC 3 in. Steel Stress Plate or Tremco 2.0 ft? or SBS-SEBS SEBS or SBS-SEBS FB2-THERM
! #15 EHD with Tremco 3” Metal
Insulation Plate
. . Tremco #1510 XHD Fastener with
Min. 22 ea.. tvoe B. Grade One or more layers, any m:;\f;:ﬁ: ?)e;;SD-‘iarflc(h Tremco Disc Ribbed 3 in. Steel 1 per BP-AA, SBS- (Optional) BP- FB1-HA or
S-611. 30 s;ceelg -+ YPe B, combination, min. 1.5-inch DensDeck Prc.)Fa.\st Prime Stress Plate or Tremco #15 EHD ) gﬂz AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM -75.0
total thickness, loose laid with Tremco 3” Metal Insulation : or SBS-SEBS SEBS or SBS-SEBS
Roof Board
Plate
Min. 22 ga., type B, Grade One O.r mf)re Iay.ers, any Min. 0.5-inch SECUROCK Tremco #15 EHD with Tremco 3” 1 per BP-AA, SBS- (Optional) BP- FB1-HA or
5-612. 80 steel combination, min. 1.5-inch Gypsum-Fiber Roof Board Metal Insulation Plate 2.0 ft? AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM 750
total thickness, loose laid vp : or SBS-SEBS | SEBS or SBS-SEBS
. (Optional) BP- .
Min. 22 ga. type B, Grade |~ Min. 0.5-inch SECUROCK Tremco #1410 with Tremco Disc3 | 1per | AA SBS-AA, | (OPtional) BP FB1-HA or
S-613. 33 steel or structural Min. 2-inch Trisotech G . . 2 AA, SBS-AA, BP- -90.0
Gypsum-Fiber Roof Board in. Steel Stress Plate 1.0ft BP-SEBS or FB2-THERM
concrete SEBS or SBS-SEBS
SBS-SEBS
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
. Min. 0.5-inch DensDeck .
Min. 22 ga., type B, Grade | One or more Iay.ers, any Prime or min. 0.375-inch Tremco #14 HD Fastener with 1 per BP-AA, SBS- (Optional) BP- FB1-HA or
S-614. 33 steel or structural combination, min. 1.5-inch . ” R AA, BP-SEBS AA, SBS-AA, BP- -112.5
. . DensDeck ProFast Prime Tremco 3” Metal Insulation Plate 1.3 ft? FB2-THERM
concrete total thickness, loose laid or SBS-SEBS SEBS or SBS-SEBS
Roof Board
. Min. 0.5-inch DensDeck .
Min. 22 ga., type B, Grade | One or more fayers, any Prime or min. 0.375-inch | Tremco #14 HD Fastener with Lper | BP-AASBS ) (Optional) B ) by ppor
S-615. 33 steel or structural combination, min. 1.5-inch DensDeck ProFast Prime Tremco 3” Metal Insulation Plate 1.0 AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM -157.5
concrete total thickness, loose laid : or SBS-SEBS SEBS or SBS-SEBS
Roof Board
Min. 22 ga., type B, Grade | One or more [ayers, any Min. 0.5-inch SECUROCK Tremco #14 HD Fastener with 1per | BP-AASBS (Optional) BP- FB1-HA or
S-616. 33 steel or structural combination, min. 1.5-inch Gyosum-Fiber Roof Board Tremco 3” Metal Insulation Plate 13 f2 AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM -157.5
concrete total thickness, loose laid P : or SBS-SEBS SEBS or SBS-SEBS
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch SECUROCK Tremco #15 EHD Fastener with 1per | BP-AA/SBS- | (Optional) BP- FB1-HA or
S-617. 80 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board Tremco 3" Metal Insulation Plate 1.0 f2 AA, BP-SEBS AA, SBS-AA, BP- FB2-THERM -172.5
concrete total thickness, loose laid P : or SBS-SEBS SEBS or SBS-SEBS
TPA FB IN TPA BONDING ADHESIVE:
. Tremco #14 HD Fastener with
Min. 22 ga., T B - *
5618 33”;(%' i‘i ’strm:ur;frade One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None FB3-TPABA 30.0
’ concrete combination CoverBoard-FR or Dekfast DF-#14-PH3 with 2.0 ft? H(\'/\II-?Z)
Dekfast PLT-R-3
. Tremco #14 HD Fastener with
_ *
$-619 ?'\’/gr;t:; i‘j’;;mfﬁfrade One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None FB3-TPABA 37.5
’ concrete combination CoverBoard or Dekfast DF-#14-PH3 with 2.7 ft2 H(\'/\:?Z)
Dekfast PLT-R-3
Min. 22 ga., type B, Grade (Optional) One or more layers Min. 1.5-inch Trisotech G, 1 per
$-620. | 33 steel or structural ptional) Hne VerS: | Trisotech, 15O 95+ GL, Multi- | Section 3.1.1 PEr | None None FB3-TPABA | -45.0*
any combination, loose laid 2.0 ft
concrete Max FA-3
Min. 22 ga., type B, Grade Min. 1.5-inch Trisotech G, . .
$-621. | 33 steel or structural Trisotech, IS0 95+ GL, Multi- | Min- 0--inch Structodek HD - ¢, o 3 4 Lper | none None FB3-TPABA | -45.0%
with Primed Red Coating 2.0ft
concrete Max FA-3
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . " .
One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per "
5-622. 3§nsctreeileor structural combination CoverBoard or Dekfast DF-#14-PH3 with 2.0 ft? None None FB3-TPABA | -45.0
Dekfast PLT-R-3
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . " .
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per "
5623. insctreeileor structural combination CoverBoard-FR or Dekfast DF-#14-PH3 with 2.3 ft? None None FB3-TPABA | -45.0
Dekfast PLT-R-3
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Cap Ply (psf)
Min. 22 ga., type B, Grade (Optional) One or more layers PMr:rr]r;gozrsr:lri]r?hOD:;Ss—[i)rfgﬁ 1 per
S-624. 40 steel or structural P A~ Vers o Section 3.1.1 P > | None None FB3-TPABA | -45.0
any combination, loose laid DensDeck ProFast Prime 2.0 ft
concrete
Roof Board
Dekfast DF-#12-PH3, Dekfast DF-
#14-PH3 or Dekfast DF-#15-PH3
with Dekfast PLT-R-3, Tremco
Min. 22 ga., type B, Grade #1211 Fastener, Tremco #1410
5-625. 40 steel or structural (Optlonal). On.e or more Ia}/ers, Min. 0.25-.|nch SECUROCK Fastener or‘ Tremco #15.10 XHD 1 per2 None None FB3-TPABA 45.0
concrete any combination, loose laid Gypsum-Fiber Roof Board Fastener with Tremco Disc 3 in. 2.0 ft
Steel Stress Plate or ACE #12 or
ACE #15 with ACE 3” BE Insulation
Plate (#12 fasteners with steel
only)
Min. 22 ga., Type B, Grade One or more layers, an 0.5-inch ACFoam HD IEEEZ g’%zll\lli?alFT:ZETaet?xltF:ate 1 per
S-626. 33 steel or structural . vers,any CoverBoard or 0.625-inch . P , | None None FB3-TPABA | -52.5
combination, min. 2-inch thick or Dekfast DF-#14-PH3 with 1.3 ft
concrete ACFoam HD CoverBoard-FR
Dekfast PLT-R-3
Min. 0.25-inch DensDeck Dekfast DF-#15-PH3 with Dekfast
. . PLT-R-3, Tremco #1410 Fastener or
Min. 22 ga., type B, Grade . Prime or SECUROCK .
(Optional) One or more layers, . Tremco #1510 XHD Fastener with 1 per
S-627. 40 steel or structural L K Gypsum-Fiber Roof Board or R . ) None None FB3-TPABA -67.5
any combination, loose laid ; A Tremco Disc 3 in. Steel Stress Plate 1.8 ft
concrete min. 0.375-inch DensDeck i ”
. or ACE #15 with ACE 3” BE
ProFast Prime Roof Board .
Insulation Plate
Min. 22 ga., Type B, Grade One or more layers, an 0.5-inch ACFoam HD 1:2:22 g’%‘:\/li?alFTrizzrl]aet:c:’rvwlmate 1 per
S-628. 33 steel or structural - y ' v : CoverBoard or 0.625-inch . P None None FB3-TPABA -82.5
combination, min. 2-inch thick or Dekfast DF-#14-PH3 with 1.0 ft?
concrete ACFoam HD CoverBoard-FR
Dekfast PLT-R-3
Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . .
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per
5-629. fgnssreeetleor structural combination, min. 2-inch thick CoverBoard-FR or Dekfast DF-#14-PH3 with 1.0 ft? None None FB3-TPABA 105.0
Dekfast PLT-R-3
TPA FB IN FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
. Tremco #14 HD Fastener with
_ *
5630 ?'\’/;r;t:; iz:.;;\{j;;ful?’;f;rade One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None FBA-FBWE 30.0
’ concrete combination CoverBoard-FR or Dekfast DF-#14-PH3 with 2.0 ft? H(\'/\:_?Z)
Dekfast PLT-R-3
. Tremco #14 HD Fastener with
_ *
5631 ?'\’/;r;t:; i?';;mfu?’;?rade One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate 1 per None None FBA-FBWB 37.5
’ combination CoverBoard or Dekfast DF-#14-PH3 with 2.7 ft2 (NO
concrete HVHZ)
Dekfast PLT-R-3
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Grade Min. 1.5-inch Trisotech G, . . -37.5%
S-632. 33 steel or structural Trisotech, ISO 95+ GL, Multi- M'm. ! !nch Structodel.< HD Section 3.1.1 1 perz None None FB4-FBWB (NO
with Primed Red Coating 2.0 ft
concrete Max FA-3 HVHZ)
Min. 22 ga., type B, Grade . . . .
S-633. 33 steel or structural (Optlonal).On.e or more Ia}/ers, I\/I!n. 1.5-inch Trisotech G, Section 3.1.1 1 perz None None FB4-FBWB -45.0*
any combination, loose laid Trisotech CGF 2.0 ft
concrete
Min. 22 ga., type B, Grade (Optional) One or more layers Min. 2-inch Trisotech G, 1 per
S-634. 33 steel or structural P L y ’ Trisotech CGF, Trisotech, Section 3.1.1 P R None None FB4-FBWB -45.0*
any combination, loose laid 4.0 ft
concrete 1SO 95+ GL
Min. 22 ga., type B, Grade | Min. 1.5-inch Trisotech G, . .
S-635. 33 steel or structural Trisotech, I1SO 95+ GL, Multi- Min. 7/16-inch APA Rated Section 3.1.1 1 perz None None FB4-FBWB -45.0*
0osB 4.0 ft
concrete Max FA-3
. Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . A
One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per "
S-636. 33 steel or structural combination CoverBoard Dekfast DE-#14-PH3 with Dekfast 2.0 ft2 None None FB4-FBWB | -45.0
concrete PLT-R3
. Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . A
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per "
5637. 33 steel or structural combination CoverBoard-FR Dekfast DF-#14-PH3 with Dekfast 2.3 ft? None None FBA-FBWE 450
concrete PLT-R3
Min. 22 ga., Type B, Grade (Optional) One or more layers PMr:rr:ngoZrSnLTr?hOD:;SS?:cC: 1 per
$-638. 40 steel or structural P - Vers N Section 3.1.1 P , | None None FB4-FBWB -45.0
any combination, loose laid DensDeck ProFast Prime 2.0 ft
concrete
Roof Board
Dekfast DF-#12-PH3, Dekfast DF-
#14-PH3 or Dekfast DF-#15-PH3
with Dekfast PLT-R-3, Tremco
#1211 Fastener, Tremco #1410
Min. 22 ga., Type B, Grade ) ) . ’
5-639. 40 steel or structural (Optlonal). Ong or more Iayers, Min. 0.25 .|nch SECUROCK Fastener or' Tremco #15.10 XHD 1 per2 None None FBA-FBWE 45.0
concrete any combination, loose laid Gypsum-Fiber Roof Board Fastener with Tremco Disc 3 in. 2.0 ft
Steel Stress Plate or ACE #12 or
ACE #15 with ACE 3” BE Insulation
Plate (#12 fasteners with steel
only)
Min. 22 ga., Type B, Grade | o . 0.5-inch ACFoam HD ?em“’ g}‘:wH[t’ T";‘Ste:‘et'_ Witphl . L oer
S-640. 33 steel or structural - y ' v . CoverBoard or 0.625-inch remco cta nsu? lon Flate or P None None FB4-FBWB -52.5
combination, min. 2-inch thick Dekfast DF-#14-PH3 with Dekfast 1.3 ft?
concrete ACFoam HD CoverBoard-FR PLT-R-3
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TABLE 2e: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 0.25-inch DensDeck Dekfast DF-#15-PH3 with Dekfast
. . PLT-R-3, Tremco #1410 Fastener or
Min. 22 ga., Type B, Grade . Prime or SECUROCK .
(Optional) One or more layers, . Tremco #1510 XHD Fastener with 1 per
S-641. 40 steel or structural L K Gypsum-Fiber Roof Board or R . 2 None None FB4-FBWB -67.5
any combination, loose laid . L Tremco Disc 3 in. Steel Stress Plate 1.8 ft
concrete min. 0.375-inch DensDeck . ”
. or ACE #15 with ACE 3” BE
ProFast Prime Roof Board .
Insulation Plate
Min. 22 ga., Type B, Grade One or more layers, an 0.5-inch ACFoam HD E:ng ggl:\ﬂll?all:?rs\;irl]aetrixllhlate or 1 per
S-642. 33 steel or structural L y ' v ) CoverBoard or 0.625-inch ) P None None FB4-FBWB -82.5
combination, min. 2-inch thick Dekfast DF-#14-PH3 with Dekfast 1.0 ft?
concrete ACFoam HD CoverBoard-FR | 10 4
. Tremco #14 HD Fastener with
Min. 22 ga., Type B, Grade . ;
One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per
-643. | | . N N FB4-FBWB -105.
5643 80 steel or structura combination, min. 2-inch thick | CoverBoard-FR Dekfast DF-#14-PH3 with Dekfast 1.0ft one one 05.0
concrete PLT-R-3
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
FB5-TLRA,
Min. 22 ga., Type B, Grade Tremco #14 HD Fastener with 4-inch o.c -30.0*
s-6a4 33 t | ”t Y ¢ ! | One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per N N FB7- " ’
’ steel or structura combination CoverBoard-FR Dekfast DF-#14-PH3 with Dekfast 2.0ft? one one or (NO
concrete PLT-R-3 PSFA, HVHZ)
spatter
Min. 0.25-inch DensDeck FB5-TLRA,
Min. 22 ga., Type B, Grade | (Optional for recover) One or Prime or SECUROCK 1 per 12-inch o.c. | -30.0*
S-645. 33 steel or structural more layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 4 (;)ftz None None or FB7- (NO
concrete min. 1-inch min. 0.375-inch DensDeck ’ PSFA, HVHZ)
ProFast Prime Roof Board spatter
FB5-TLRA,
) ~ R "
Min. 22 ga., Type B, Grade (Optional) One or more layers, | Min. 1.5-inch Trisotech G, . 1 per 12-incho.c. 37.5
S-646. 33 steel or structural - ) ) Section 3.1.1 None None or FB7- (NO
any combination Trisotech CGF or Trisotech 2.7 ft?
concrete PSFA, HVHZ)
spatter
FB5-TLRA,
Min. 22 ga., Type B, Grade Tremco #14 HD Fastener with 4-inch o.c 37.5%
5647 33 t | r.’t N ! | One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per N N or EBT- o ’
: steetorstructura combination CoverBoard Dekfast DF-#14-PH3 with Dekfast 2712 | "O"¢ one - (NO
concrete PLT-R-3 PSFA, HVHZ)
spatter
FB5-TLRA,
Min. 22 ga. Type B. Grade Tremco #14 HD Fastener with 4-inch o.c
-648 33 t Ig "t ypt ! | One or more layers, any 0.5-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per N N FB7- - -45.0%
. steel or structura combination CoverBoard Dekfast DF-#14-PH3 with Dekfast 2.0 ft? one one or ’
concrete PSFA,
PLT-R-3
spatter
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
T #14 HD Fast ith FBS-TLRA,
Min. 22 ga. Tvoe B. Grad remco astener wi d-inch o.c.
$-649 33|nt lga ’t yptte ! | "% | One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per N N |2;7_0 ¢ 45.0*
e steel or structura combination CoverBoard-FR Dekfast DF-#14-PH3 with Dekfast 2.3ft? one one or e
concrete PSFA,
PLT-R-3
spatter
Min. 0.25-inch DensDeck FB5-TLRA,
Min. 22 ga., Type B, Grade (Optional for recover) One or Prime or SECUROCK 1 per 6-inch o.c.
S-650. 33 steel or structural mc?re lavers. anv combination Gypsum-Fiber Roof Board or | Section 3.1.1 ) gftZ None None or FB7- -45.0*
concrete Yers, any min. 0.375-inch DensDeck : PSFA,
ProFast Prime Roof Board spatter
ith FB5-TLRA,
Min. 22 ga., Type B, Grade One or more lavers. an 0.5-inch ACFoam HD ?emco g}?v'H? TTSteTetr W'tpl " 1 per 4-inch o.c.
S-651. 33 steel or structural - y ' v . CoverBoard or 0.625-inch remco eta’ insulation Fiate or P None None or FB7- -52.5
combination, min. 2-inch thick Dekfast DF-#14-PH3 with Dekfast 1.3 ft?
concrete ACFoam HD CoverBoard-FR PLT-R-3 PSFA,
spatter
Min. 0.5-inch DensDeck ?emw ’3”5M E*t'DI 'I:aSt‘I*“t‘?r"";tlht FBS-TLRA,
) ) . remco etal Insulation Plate, ’
Min. 22 ga., Type B, Grade | (OPtional for recover) Min. Prime or SECUROCK Tremco #1510 XHD Fastener with 1 per 6-inch o.c.
S-652. 1.5-inch Trisotech G, Trisotech Gypsum-Fiber Roof Board or . ) None None or FB7- -75.0
80 steel ) h in. 0.375-inch K Tremco Disc 3 in. Steel Stress Plate or 2.0 ft2 SFA
CGF or Trisotec min. 0. 75'—|nc DensDec Dekfast DF-#15-PH3 with Dekfast PSFA,
ProFast Prime Roof Board PLT-R-3 spatter
. FB5-TLRA,
Min. 22 ga., Type B, Grade One or more lavers. an 0.5-inch ACFoam HD ?emco g}?\ﬂH? TTSteTetlt WItPI ¢ 1 per 4-inch o.c.
S-653. 33 steel or structural - y ' v . CoverBoard or 0.625-inch remco cta nsu? lon Flate or P None None or FB7- -82.5
combination, min. 2-inch thick Dekfast DF-#14-PH3 with Dekfast 1.0 ft?
concrete ACFoam HD CoverBoard-FR PLT-R-3 PSFA,
spatter
T #14 HD Fast ith FBS-TLRA,
. remco astener wi ;
Min. 22 ga., Type B 4-inch o.c.
S-654 S(J”;teel iar ’strm:ur;\IGrade One or more layers, any 0.625-inch ACFoam HD Tremco 3” Metal Insulation Plate or 1 per None None 0r'2§7_0 ¢ -105.0
’ combination, min. 2-inch thick | CoverBoard-FR Dekfast DF-#14-PH3 with Dekfast 1.0 ft? ’
concrete PSFA,
PLT-R-3
spatter
Min. 22 ga., type B, Grade One or more layers, an Min. 0.25-inch DensDeck Section 3.1.1 or Z-Bli_c-:\L:Ag 30.0*
- £ 83, P S, T moreayers, any Prime or min. 0.375-inch - 1per | BP-CASor (Optional) BP- S B
S-655. 40 steel or structural combination, min. 1.5-inch DensDeck ProFast Prime Dekfast DF-#12-PH3 (steel only) or 402 SBS-CAS CAS or SBS-CAS or FB7- (NO
concrete total thickness, loose laid DF-#14-PH3 with Dekfast PLT-R-3 : PSFA, HVHZ)
Roof Board
spatter
Dekfast DF-#12-PH3 (steel only) or FB5-TLRA,
Min. 22 ga., t B, Grad 0 | -#14-| i -R- 4-inch o.c. - *
- °2 83, [ype B, wrade | =ne of more faysrs, any Min. 0.25-inch SECUROCK | DF#14-PH3 with Dekfast PLT-R 3, 1per | BP-CASor (Optional) BP- neno.c. | -300
S-656. 40 steel or structural combination, min. 1.5-inch Gyosum-Fiber Roof Board Tremco #1211 Fastener (steel only) 400 SBS-CAS CAS or SBS-CAS or FB7- (NO
concrete total thickness, loose laid P or Tremco #1410 Fastener with : PSFA, HVHZ)
Tremco Disc 3 in. Steel Stress Plate spatter
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 0.5-inch DensDeck FB5-TLRA,
Min. 22 ga., type B, Grade One or more layers, any Prime or SECUROCK . 4-inch o.c.
S-657. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or | Section 3.1.1 fg?trz ggscéisor E:()A’;tfrn:é)SBgAS or FB7- -60.0
concrete total thickness, loose laid min. 0.375-inch DensDeck : PSFA,
ProFast Prime Roof Board spatter
e
. One or more layers, any Min. 0.125-inch TremBoard -1--3, Iremco &, ) Fastener . 4-inch o.c.
Min. 22 ga., type B, Grade - . . R with Tremco Disc Ribbed 3 in. Steel 1 per BP-CA5 or (Optional) BP-
S-658. 80 steel com|b|rr:.atk|on, mlm. 1.5| |.ndch éC or STUZDY DEK Asphaltic Stress Plate, Tremco #15 EHD 2.0 ft2 SBS-CAS CAS or SBS-CAS lc;;FFAB7 67.5
total thickness, loose lai overboar Fastener with Tremco 3” Metal ,
Insulation Plate spatter
. . FB5-TLRA,
One or more lavers. an Min. 0.5-inch DensDeck Tremco #1510 XHD Fastener with 4-inch o.c
5659 Min. 22 ga., type B, Grade combination n:lin i 5—?:1ch Prime or min. 0.375-inch Tremco Disc Ribbed 3 in. Steel Stress 1 per BP-CAS or (Optional) BP- or FBT- - 75.0
’ 80 steel total thick ! | T laid DensDeck ProFast Prime Plate or Tremco #15 EHD with 2.0ft2 | SBS-CA5 CAS5 or SBS-CA5 PSEA ’
otalthickness, loose lal Roof Board Tremco 3” Metal Insulation Plate ’
spatter
FB5-TLRA,
I 4-inch o.c.
$-660 Min. 22 ga., type B, Grade (c)onni;;:;?c:r? :'?iirsi ?ji\;ch Min. 0.5-inch SECUROCK Tremco #15 EHD with Tremco 3” 1 per BP-CA5 or (Optional) BP- orI:;%O ¢ 75.0
’ 80 steel ) ! T Gypsum-Fiber Roof Board Metal Insulation Plate 2.0ft2 | SBS-CAS CAS5 or SBS-CA5 ’
total thickness, loose laid PSFA,
spatter
Min. 22 ga., type B, Grade | One or more layers, an Min. 0.5-inch DensDeck ZBf\cThLEi’
5661 13 s;ceelir.,st!l?ctur,al combination n':/in i 5-ii10h Prime or min. 0.375-inch Tremco #14 HD Fastener with 1 per BP-CAS or (Optional) BP- or FB7- - 825
’ . ! e DensDeck ProFast Prime Tremco 3” Metal Insulation Plate 1.3ft2 | SBS-CAS CAS5 or SBS-CA5 ’
concrete total thickness, loose laid PSFA,
Roof Board
spatter
Tremco #}5 EHD Fastengr with FBS-TLRA,
One or more layers, any Tremco 3” Metal Insulation Plate, 4-inch o.c
662 Min. 22 ga., type B, Grade combination. min i S-inch Min. 0.5-inch SECUROCK Tremco #1510 XHD Fastener with 1 per BP-CAS5 or (Optional) BP- or EBT- - 165.0
’ 80 steel | thick ! | T laid Gypsum-Fiber Roof Board Tremco Disc Ribbed 3 in. Steel Stress 1.0ft2 | SBS-CA5 CA5 or SBS-CA5 PSEA ’
total thickness, loose lai Plate or Dekfast DF-#15-PH3 with :
Dekfast PLT-R-3 spatter
) Min. 0.25-inch DensDeck ) FB.S-TLRA'
Min. 22 ga., type B, Grade One or more layers, any . . K Section 3.1.1 or . 4-inch o.c. -30.0*
L . . Prime or min. 0.375-inch 1 per BP-CA6 or (Optional) BP-
S-663. 40 steel or structural combination, min. 1.5-inch DensDeck ProFast Prime Dekfast DF-#12-PH3 (steel only) or 4022 SBS-CAG CAG or SBS-CAG or FB7- (NO
concrete total thickness, loose laid DF-#14-PH3 with Dekfast PLT-R-3 ’ PSFA, HVHZ)
Roof Board
spatter
Dekfast DF-#12-PH3 (steel only) or FB5-TLRA,
in. 22 ga. B . . -#14- i -R- . -i .C. - *
Min ga., type B, Grade One qr mgre Iay.ers, any Min. 0.25-inch SECUROCK DF-#14-PH3 with Dekfast PLT-R-3, 1 per BP-CA6 or (Optional) BP- 4-inch o.c 30.0
S-664. 40 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board Tremco #1211 Fastener (steel only) 400 SBS-CAG CAG or SBS-CAG or FB7- (NO
concrete total thickness, loose laid vp or Tremco #1410 Fastener with ’ PSFA, HVHZ)
Tremco Disc 3 in. Steel Stress Plate spatter
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 0.5-inch DensDeck FB5-TLRA,
Min. 22 ga., type B, Grade One or more layers, any Prime or SECUROCK . 4-inch o.c.
S-665. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or | Section 3.1.1 fg?trz ggscéfsor E:()A%tfrn:é)SBgAG or FB7- -60.0
concrete total thickness, loose laid min. 0.375-inch DensDeck : PSFA,
ProFast Prime Roof Board spatter
12-inch
o.c. FB5-TLRA,
Min. 22 ga., type B, Grade One or more layers, any Min. 1-inch Roxul Tremco #15 EHD Fastener with through BP-CAG or (Optional) BP- 4-inch o.c.
S-666. 40 steel or structural combination, min. 1.5-inch MONOBOARD Plus or Min. Trufast Coiled Batten Bar-Deep Well bars SBS-CAG CA% or SBS-CA6 or FB7- -60.0
concrete total thickness, loose laid 2-inch TOPROCK DD Plus (BB-20R-3-DW) spaced PSFA,
18-inch spatter
o.c.
12-inch
o.c. FB5-TLRA,
Min. 22 ga., type B, Grade One or more layers, any Min. 1-inch Roxul Tremco #15 EHD Fastener with through BP-CAG or (Optional) BP- 4-inch o.c.
S-667. 40 steel or structural combination, min. 1.5-inch MONOBOARD Plus or Min. Trufast Coiled Batten Bar-Deep Well bars SBS-CAG CA‘; or SBS-CAG or FB7- -67.5
concrete total thickness, loose laid 2-inch TOPROCK DD Plus (BB-20R-3-DW) spaced PSFA,
18-inch spatter
o.c.
Dekfast DF-#15-PH3 with Dekfast FB5-TLRA,
I -R- 4-inch o.c.
Min. 22 ga., type B, Grade One o.r mgre ay.ers, any Min. 0.125-inch TremBoard PITT RS, Tremc-o #1.510 XHP Fastener 1 per BP-CA6 or (Optional) BP- inch o.c
S-668. 30 steel combination, min. 1.5-inch AC with Tremco Disc Ribbed 3 in. Steel 200 SBS-CAG CAG or SBS-CAG or FB7- -67.5
stee total thickness, loose laid Stress Plate or Tremco #15 EHD with ’ - Oor >B>- PSEA,
Tremco 3” Metal Insulation Plate spatter
. . FB5-TLRA,
One or more lavers. an Min. 0.5-inch DensDeck Tremco #1510 XHD Fastener with duinch o.c
S 66 Min. 22 ga., type B, Grade | ° ° " n;’in ! 5-i\:mh Prime or min. 0.375-inch Tremco Disc Ribbed 3 in. Steel Stress | 1per | BP-CA6 or (Optional) BP- T s
’ 80 steel ) ! T DensDeck ProFast Prime Plate or Tremco #15 EHD with 2.0ft2 | SBS-CA6 CAG6 or SBS-CA6 ’
total thickness, loose laid ” : PSFA,
Roof Board Tremco 3” Metal Insulation Plate
spatter
FBS-TLRA,
ce70. | Min.22ga, type B, Grade COO”;&L;:’CE '?T:’i‘;rsi o Min. 0.5-inch SECUROCK | Tremco #15 EHD with Tremco 3” 1per | BP-CA6or (Optional) BP- i;';g;f"c' 50
’ 80 steel ) ! T Gypsum-Fiber Roof Board Metal Insulation Plate 2.0ft2 | SBS-CA6 CAG6 or SBS-CA6 ’
total thickness, loose laid PSFA,
spatter
Min. 0.5-inch DensDeck FB5-TLRA,
Min. 22 ga., type B, Grade One qr mf)re Iay.ers, any Prime or S.ECUROCK Tremco #14 HD Fastener with 1 per BP-CA6 or (Optional) BP- 4-inch o.c.
S-671. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or Tremco 3” Metal Insulation Plate 13 f2 SBS-CAG CA6 or SBS-CAG or FB7- -97.5
concrete total thickness, loose laid min. 0.375-inch DensDeck ! PSFA,
ProFast Prime Roof Board spatter

TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 0.25-inch DensDeck
Min. 22 ga., Type B, Grade | (Optional for recover) One or Prime or SECUROCK 1 per FB6 -30.0*
S-672. 33 steel or structural more layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 4 gﬂz None None PEBATF (NO
concrete min. 1-inch min. 0.375-inch DensDeck ’ HVHZ)
ProFast Prime Roof Board
Min. 22 ga., type B, Grade | One or more layers, any l\/l{n. 0.25-|r.1ch Densl?eck Section 3.1.1 or -30.0*
- : . Prime or min. 0.375-inch 1 per FB6-
S-673. 40 steel or structural combination, min. 1.5-inch . Dekfast DF-#12-PH3 (steel only) or None None (NO
. . DensDeck ProFast Prime ) 4.0 ft2 PEBATF
concrete total thickness, loose laid DF-#14-PH3 with Dekfast PLT-R-3 HVHZ)
Roof Board
Dekfast DF-#12-PH3 (steel only) or
i . - i _R- - *
Min. 22 ga., type B, Grade One qr mf)re Iay.ers, any Min. 0.25-inch SECUROCK DF-#14-PH3 with Dekfast PLT-R-3, 1 per FB6- 30.0
S-674. 40 steel or structural combination, min. 1.5-inch Gvosum-Fiber Roof Board Tremco #1211 Fastener (steel only) 402 None None PEBATE (NO
concrete total thickness, loose laid P or Tremco #1410 Fastener with : HVHZ)
Tremco Disc 3 in. Steel Stress Plate
Min. 0.25-inch DensDeck
Min. 22 ga., Type B, Grade . Prime or SECUROCK
S-675. 33 steel or structural (Optional for recover) (.)ne.or Gypsum-Fiber Roof Board or | Section 3.1.1 . perz None None Fee -45.0*
more layers, any combination . R 2.0ft PEBATF
concrete min. 0.375-inch DensDeck
ProFast Prime Roof Board
Min. 0.5-inch DensDeck
Min. 22 ga., type B, Grade One or more layers, any Prime or SECUROCK 1 per FBG
S-676. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or | Section 3.1.1 1 gftZ None None PEBATE -60.0
concrete total thickness, loose laid min. 0.375-inch DensDeck :
ProFast Prime Roof Board
Min. 0.5-inch DensDeck Tremco #35 EHD Fastem.ar with
(Optional for recover) Min Prime or SECUROCK Tremco 3" Metal Insulation Plate,
Min. 22 ga., Type B, Grade p. X L . Tremco #1510 XHD Fastener with 1 per FB6-
S-677. 1.5-inch Trisotech G, Trisotech Gypsum-Fiber Roof Board or R . None None -75.0
80 steel ) ’ : Tremco Disc 3 in. Steel Stress Plate 2.0 ft? PEBATF
CGF or Trisotech min. 0.375-inch DensDeck .
ProFast Prime Roof Board or Dekfast DF-#15-PH3 with
Dekfast PLT-R-3
. Min. 0.5-inch DensDeck
5678 SM?:r;t:ezl iar.’sttylfcil?r'alerade ((:)onnit?irng;?orre; |:/iif5i a5r-]i\|/'1ch Prime or min. 0.375-inch Tremco #14 HD Fastener with 1 per None None FB6- 825
’ ) ! T DensDeck ProFast Prime Tremco 3” Metal Insulation Plate 1.3 ft2 PEBATF ’
concrete total thickness, loose laid
Roof Board
Min. 0.5-inch DensDeck Tremco #35 EHD Fastengr with
(Optional for recover) Min Prime or SECUROCK Tremco 3" Metal Insulation Plate,
Min. 22 ga., Type B, Grade p. . o . Tremco #1510 XHD Fastener with 1 per FB6-
S-679. 1.5-inch Trisotech G, Trisotech Gypsum-Fiber Roof Board or K . None None -127.5
80 steel ) ! ; Tremco Disc 3 in. Steel Stress Plate 1.0 ft? PEBATF
CGF or Trisotech min. 0.375-inch DensDeck .
ProFast Prime Roof Board or Dekfast DF-#15-PH3 with
Dekfast PLT-R-3
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Min. 0.25-inch DensDeck
i i i - *
Min. 22 ga., Type B, Grade | (Optional for recover) .One.or Prime or S.ECUROCK . 1 per BP-CAS or (Optional) BP- FB6- 30.0
S-680. 33 steel or structural more layers, any combination, Gypsum-Fiber Roof Board or | Section 3.1.1 400 SBS-CAS CAS or SBS-CAS PEBATF (NO
concrete min. 1-inch min. 0.375-inch DensDeck ’ HVHZ)
ProFast Prime Roof Board
Min. 0.25-inch DensDeck ]
in. . Section 3.1.1 N *
Min. 22 ga., type B, Grade One O.r m?re Iaygrs, an}/ Prime or min. 0.375-inch ection or 1 per BP-CAS or (Optional) BP- FB6- 30.0
S-681. 40 steel or structural combination, min. 1.5-inch DensDeck ProFast Prime Dekfast DF-#12-PH3 (steel only) or 40f2 | sBS-CAS CAS or SBS-CAS PEBATE (NO
concrete total thickness, loose laid DF-#14-PH3 with Dekfast PLT-R-3 ’ HVHZ)
Roof Board
Dekfast DF-#12-PH3 (steel only) or
i . - i _R- - *
Min. 22 ga., type B, Grade One qr mf)re Iay.ers, any Min. 0.25-inch SECUROCK DF-#14-PH3 with Dekfast PLT-R-3, 1 per BP-CAS or (Optional) BP- FB6- 30.0
S-682. 40 steel or structural combination, min. 1.5-inch Gvosum-Fiber Roof Board Tremco #1211 Fastener (steel only) 400 SBS-CAS CAS or SBS-CAS PEBATF (NO
concrete total thickness, loose laid P or Tremco #1410 Fastener with : HVHZ)
Tremco Disc 3 in. Steel Stress Plate
Min. 0.25-inch DensDeck
5-683 2/|3| Zt::I i?ét%ifu?frade (Optional for recover) One or Zrm;i;rjiil:?zggr Board or | Section 3.1.1 Lper | BP-CAS or (Optional) BP- FBe6- -45.0*
’ more layers, any combination Yp R - 2.0 ft? SBS-CA5 CAS or SBS-CAS PEBATF :
concrete min. 0.375-inch DensDeck
ProFast Prime Roof Board
Min. 0.5-inch DensDeck
Min. 22 ga., type B, Grade One qr mgre Iay.ers, any Prime or S.ECUROCK ' 1 per BP-CAS or (Optional) BP- FB6-
S-684. 33 steel or structural combination, min. 1.5-inch Gypsum-Fiber Roof Board or | Section 3.1.1 -60.0
. . ; . 1.6 ft2 | SBS-CAS5 CAS5 or SBS-CA5 PEBATF
concrete total thickness, loose laid min. 0.375-inch DensDeck
ProFast Prime Roof Board
Dekfast DF-#15-PH3 with Dekfast
} ) PLT-R-3, Tremco #1510 XHD
5685 Min. 22 ga., type B, Grade (c)onni;;:;?c:r? l:'?iirsi ?ji\;ch Zﬂénéroéiaig\ﬁg&e?fazmc Fastener with Tremco Disc Ribbed 1 per BP-CAS5 or (Optional) BP- FB6- 675
’ 80 steel ) ! T P 3 in. Steel Stress Plate, Tremco #15 2.0ft2 | SBS-CAS CAS5 or SBS-CAS PEBATF :
total thickness, loose laid Coverboard . ”
EHD Fastener with Tremco 3
Metal Insulation Plate
Min. 0.5-inch DensDeck Tremco #35 EHD Fasten?r with
(Optional for recover) Min Prime or SECUROCK Tremco 3" Metal Insulation Plate,
<636 Min. 22 ga., Type B, Grade 1 Sp—inch Trisotech G Trisot.ech Gvosum-Fiber Roof Board or Tremco #1510 XHD Fastener with 1 per BP-CA5S or (Optional) BP- FB6- 75.0
’ 80 steel ) ) ! P . Tremco Disc 3 in. Steel Stress Plate 2.0ft2 | SBS-CA5 CA5 or SBS-CA5 PEBATF ’
CGF or Trisotech min. 0.375-inch DensDeck .
ProFast Prime Roof Board or Dekfast DF-#15-PH3 with
Dekfast PLT-R-3
. Min. 0.5-inch DensDeck
sea7 ?'\”E',’";t:; i‘:';:!f;fr'afrade So”:]t‘:l;;gs 'i}’iirsi o Prime or min. 0.375-inch Tremco #14 HD Fastener with 1per | BP-CASor (Optional) BP- | FB6- .
’ . ! e DensDeck ProFast Prime Tremco 3” Metal Insulation Plate 1.3ft2 | SBS-CA5 CA5 or SBS-CA5 PEBATF ’
concrete total thickness, loose laid
Roof Board
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NEMO |cert ISO/IEC 17065 PCA-145
TABLE 2e: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck Base Insulation Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Type Fastener (3.1.1, 4.2.3) Attach Base Ply Ply Cap Ply (psf)
Tremco #15 EHD Fastener with
One or more lavers. an Tremco 3” Metal Insulation Plate,
5688 Min. 22 ga., type B, Grade combination rr:lin i 5—?;\ch Min. 0.5-inch SECUROCK Tremco #1510 XHD Fastener with 1 per BP-CAS or (Optional) BP- FB6- 165.0
’ 80 steel total thickne;s Iossé laid Gypsum-Fiber Roof Board Tremco Disc Ribbed 3 in. Steel 1.0ft2 | SBS-CAS5 CA5 or SBS-CA5 PEBATF ’
! Stress Plate or Dekfast DF-#15-PH3
with Dekfast PLT-R-3
TABLE 2F: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER
Deck Insulation Attachment
System = Roof Cover (3.1.4) MpP
No. (4.1.2) (3.1.2,3.1.2,4.2.3) Fastener (4.2.3) Density (psf)
SFS ISOWELD®:
Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- . . Tremco TPA induction-welded with SFS isoweld®
Stk Grade 40 steel combination, min. 1.5-inch P-6.8-PVC Plate 12-inch o.c. in rows 5 ft o.c. 3000 tool. 45.0
(Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with . . Tremco TPA induction-welded with SFS isoweld®
5-690. | Structural concrete any combination, min. 1.5-inch | SFS isoweld® F1-P-6.8-PVC Plate 12-ncho.c.inrows Sfto.c. | 3500 601, 4.0
Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- . . Min. 80-mil Tremco TPA induction-welded with SFS
S-691. Grade 80 steel combination, min. 1.5-inch P-6.8-PVC Plate 12-inch o.c.n rows 6 ft o.c. isoweld® 3000 tool. 525
5692 Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- 6 ft? per fastener Tremco TPA induction-welded with SFS isoweld® 525
’ Grade 40 steel combination, min. 1.5-inch P-6.8-PVC Plate 2 x 3-ft grid 3000 tool. '
5693 Structural concrete (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with 6 ft? per fastener Tremco TPA induction-welded with SFS isoweld® 525
’ any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-PVC Plate 2 x 3-ft grid 3000 tool. '
Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- . . Min. 80-mil Tremco TPA induction-welded with SFS
5-694. Grade 80 steel combination, min. 1.5-inch P-6.8-PVC Plate 6-inch o.c.in rows 6 ft o.c. isoweld® 3000 tool. 82.5
5695 Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- 3 ft2 per fastener Tremco TPA induction-welded with SFS isoweld® 825
’ Grade 40 steel combination, min. 1.5-inch P-6.8-PVC Plate 1.5 x 2-ft grid 3000 tool. '
5696 Structural concrete (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with 3 ft2 per fastener Tremco TPA induction-welded with SFS isoweld® 825
: any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-PVC Plate 1.5 x 2-ft grid 3000 tool. ’
Min. 22 ga., type B, One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1- . . Tremco TPA induction-welded with SFS isoweld®
56971 Grade 40 steel combination, min. 1.5-inch P-6.8-PVC Plate Gincho.c.inrowsSfto.c. | 3545 o, 0.0
(Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with . . Tremco TPA induction-welded with SFS isoweld®
5-698. | Structural concrete any combination, min. 1.5-inch | SFS isoweld® F1-P-6.8-PVC Plate Gincho.c.inrowsSfto.c. | 3545 oo, 0.0
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TABLE 2G: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
Insulation Layer (3.1.2, 4.2.3) Roof Cover (3.1.4)
System Deck * Attach Fastener Spacing | Lap Width | Row Spacing | Seam Weld | —or
ac astener Spacing ap Wi ow Spacing eam We
No. (4.1.2) T M Fast 4.2.3 (psf)
L (3.1.2) Smbrne S L] (inch o.c.) (inch) (inch o.c.) (inch)
. Tremco #15 EHD Fastener with Tremco 2.4”
Min. 22 ga., Min. 1.5-inch, one or more | Prelim Barbed Metal Seam Plate or Tremco #1510 XHD -30.0
5-699. ts\gp:til(irade layers, any combination Attached TPA Fastener with OMG 2-3/8 in. XHD Barbed Seam 18 > 3 15 H(\I/\II-IOZ)
Plate or OMG 2-3/8 in Eyehook Seam Plate
Min. 1.5-inch, one or more
Min. 22 ga., layers, any combination or )
. . Prelim. Tremco #1211 Fastener or Tremco #1410
5-700. type B, Grade min. 0.5-inch gypsum- or Attached TPA Fastener with OMG 2” Barbed Plastic Seam Plate 6 6 72 2 -45.0
33 steel cement-based thermal
barrier
Min. 22 ga., . . . . OMG Maxload Fastener or OMG Super XHD
s-701. | typeB, Grade | M- 1:5-inch, oneormore | Prelim. TPA(min. | oW with OMG 2-3/4 in. Super XHD Barbed 18 6 72 2 -45.0
layers, any combination Attached 60-mil)
80 steel Seam Plate
Min. 22 ga Tremco #15 EHD Fastener with Tremco 2.4”
’ ’ Min. 1.5-inch, one or more | Prelim. Barbed Metal Seam Plate or Tremco #1510 XHD
5-702. tsxz)p:t:élGrade layers, any combination Attached TPA Fastener with OMG 2-3/8 in. XHD Barbed Seam 12 > 3 L5 450
Plate or OMG 2-3/8 in Eyehook Seam Plate
Min. 22 ga., Min. 1.5-inch, one or more | Prelim TPA (min Tremco #1510 XHD Fastener with OMG 2-3/8 in
5-703. type B, Grade layers, any combination Attached 60-mil) XHD Barbed Seam Plate 12 45 735 2 -45.0
80 steel
Min. 1.5-inch, one or more Tremco #1211 Fastener or Tremco #1410
Min. 22 ga., layers, any combination or prelim Fastener with OMG 2” Barbed Plastic Seam Plate
S-704. type B, Grade min. 0.5-inch gypsum- or Attach.ed TPA applied through the roof cover. A 6-inch wide 6 2 96 2 -45.0
80 steel cement-based thermal strip of membrane is then heat-welded over the
barrier fastener rows.
Min. 22 ga., Min. 1.5-inch, one or more | Prelim OMG Super XHD with OMG 2-3/4 in. Super XHD
$-705. | type B, Grade - +o7INEN, ONE OF ' TPA P oup 12 6 114 2 -45.0
layers, any combination Attached Barbed Seam Plate
33 steel
Min. 22 ga., Min. 1.5-inch. one or more | Prelim OMG Maxload Fastener or OMG Super XHD
S-706. type B, Grade T L ’ TPA screw with OMG 2-3/4 in. Super XHD Barbed 12 5.5 114 2 -45.0
layers, any combination Attached
80 steel Seam Plate
Min. 22 ga., Min. 1.5-inch, one or more | Prelim TPA (min Tremco #1510 XHD Fastener with OMG 2-3/8 in
5-707. type B, Grade layers, any combination Attached 60-mil) XHD Barbed Seam Plate 12 > 3 2 525
80 steel
Min. 2-inch, one or more
Min. 22 ga., layers, any combination or . . .
5708, type B, Grade min. 0.5-inch gypsum- or Prelim. TPA Tremco #1510 XHD Fastener with OMG 2-3/8 in. 12 5 34 15 -60.0
Attached XHD Barbed Seam Plate
80 steel cement-based thermal
barrier
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Report No.:

NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 2G: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
Insulation Layer (3.1.2, 4.2.3) Roof Cover (3.1.4)
System Deck : Attach Fastener Spacing | Lap Width | Row Spacing | Seam Weld | —or
astener Spacing ap Wi ow Spacing eam We|
No. (4.1.2) (4.2.3) sf;
Type (3.1.2) Membrane Fastener (4.2.3 (inch o.c.) (inch) (inch o.c.) (inch) {psf)
Min. 22 ga I'\:\I/:rs:l.z:cccrc];n?l:;:trigoor? Tremco #15 EHD Fastener with Tremco 2.4”
: ’ T Prelim. Barbed Metal Seam Plate or Tremco #1510 XHD
5-709. tsyép:tilGrade ::rr;'e%f_gzgzdg:’::l:r:a—lor Attached TPA Fastener with OMG 2-3/8 in. XHD Barbed Seam 6 > 3 15 -60.0
. Plate or OMG 2-3/8 in Eyehook Seam Plate
barrier
Min. 22 ga., Min. 1.5-inch, one or more | Prelim OMG Super XHD with OMG 2-3/4 in. Super XHD
$-710. | type B, Grade . »oneor ' TPA P oup 6 5.5 114 2 -60.0
layers, any combination Attached Barbed Seam Plate
33 steel
Min. 22 ga., Min. 1.5-inch, one or more | Prelim Tremco #1510 XHD Fastener with OMG 2-3/8 in
S-711. type B, Grade T R ’ TPA ’ 6 4.5 114 2 -60.0
layers, any combination Attached XHD Barbed Seam Plate
80 steel
Min. 22 ga., Min. 1.5-inch, one or more | Prelim TPA (min Tremco #1510 XHD Fastener with OMG 2-3/8 in
S-712. type B, Grade layers, any combination Attached 60-mil) XHD Barbed Seam Plate 6 6 72 2 750
80 steel
Min. 2-inch, one or more
Min. 22 ga., layers, any combination or . . .
$-713. type B, Grade min. 0.5-inch gypsum- or Prelim. TPA Tremco #1510 XHD Fastener with OMG 2-3/8 in. 6 5 34 15 1125
Attached XHD Barbed Seam Plate
80 steel cement-based thermal
barrier
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NEMOIcert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) T T B PI Pl Cap PI (psf)
ype (3.1.3) ype (3.1.3) ase Fly v ap Fly
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
LRFIA or LRFIA or
Structural . . Min. 0.25-inch DensDeck Prime or BB1-TPABA or
C-1. concrete None Min. 1.0-inch Insulfoam IX LRF.IA(BG), SECUROCK Gypsum-Fiber Roof Board LRF.IA(BG), None None BB2-TPALV -225.0
12-inch o.c. 12-inch o.c.
LRFIA or LRFIA or
| i 1) Min. 0.5-inch Tri h BB1-TPABA
c-2. structura None (Optional) Min. 0.5-inch Trisotech | oc\ (86 | Min. 0.25-inch DensDeck Prime LRFIA(BG), | None None " | 2625
concrete G, Trisotech CGF or Trisotech . . BB2-TPALV
12-inch o.c. 12-inch o.c.
. . . . LRFIA, LRFIA,
s Structural Nome Z'?'ri;i;:ﬁhcgfgrt:hérT”é‘;t:fdh LRFIA (BG), | Min. 0.25-inch DensDeck Prime, SECUROCK | LRFIA (BG), | \ Nome BB1-TPABAOr |
: concrete " X gy or PSFA, Gypsum Fiber Roof Board PSFA, 12- BB2-TPALV :
Polyiso Insulation . .
12-inch o.c. inch o.c.
LRFIA or LRFIA or
Structural (Optional) Min. 0.5-inch Trisotech Min. 0.25-inch SECUROCK Gypsum-Fiber BB1-TPABA or
&5 concrete None G, Trisotech CGF or Trisotech LRF.lA(BG)' Roof Board LRF.lA(BG)’ None None BB2-TPALV 2850
12-inch o.c. 12-inch o.c.
LRFIA or LRFIA or
Structural Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or BB1-TPABA or
©5 concrete None Trisotech CGF or Trisotech LR_FIA(BG)’ SECUROCK Gypsum-Fiber Roof Board LR.FlA(BG)’ None None BB2-TPALV -465.0
6-inch o.c. 6-inch o.c.
LRFIA or
C-6. Structural None Min. 0.25-inch DensDeck Prime LRFIA(BG), None N/A None None BB1-TPABA or -622.5
concrete . BB2-TPALV
6-inch o.c.
LRFIA or
Structural Min. 0.25-inch SECUROCK BB1-TPABA or
C7. concrete None Gypsum-Fiber Roof Board LR.HA(BG)’ None N/A None None BB2-TPALV 9375
6-inch o.c.
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- . . . PSFA, 12- BB1-TPABA or
c8 concrete None G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. None None BB2-TPALV 2625
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- Min. 0.25-inch SECUROCK Gypsum-Fiber PSFA, 12- BB1-TPABA or
9 concrete None G or Trisotech CGF inch o.c. Roof Board inch o.c. None None BB2-TPALV 2850
c-10 Structural None Min. 0.5-inch Trisotech G or PSFA, 6- Min. 0.25-inch DensDeck Prime or PSFA, 6- None None BB1-TPABA or 465.0
’ concrete Trisotech CGF inch o.c. SECUROCK Gypsum-Fiber Roof Board inch o.c. BB2-TPALV ’
Structural . . . PSFA, 6- BB1-TPABA or
C-11. concrete None Min. 0.25-inch DensDeck Prime inch o.c. None N/A None None BB2-TPALY -622.5
Structural Min. 0.25-inch SECUROCK PSFA, 6- BB1-TPABA or
c12. concrete None Gypsum-Fiber Roof Board inch o.c. None N/A None None BB2-TPALV 9375
TPA FB IN HOT ASPHALT OR THERMASTIC:
LRFIA or LRFIA or
ca3, | Structural None Min. 1.5-inch Trisotech G LRFIA (BG), | Min. 0.5-inch DensDeck LRFIA (BG), | None None FBL-HA or -120.0
concrete . . FB2-THERM
12-inch o.c. 12-inch o.c.
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Structural LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber LRFIA or FB1-HA or
C-14. None Min. 1.5-inch Trisotech G LRFIA (BG), Roof Board or min. 7/16-inch DEXcell LRFIA (BG), None None -180.0
concrete . . FB2-THERM
12-inch o.c. | Cement Roof Board 12-inch o.c.
(Optional) BP-
LRFIA or LRFIA or BP-AA, SBS-
c1s. | Struetural - None Min. 1.5-inch Trisotech G LRFIA (BG), | Min. 0.5-inch DensDeck LRFIA (BG), | AA, BP-sEBS | Aov 3B>A% BP- ) FBI-HAor -120.0
concrete . . SEBS or SBS- FB2-THERM
12-inch o.c. 12-inch o.c. | or SBS-SEBS
SEBS
(Optional) Min. 0.5-inch Trisotech
Structural Sthe Tsoﬁjﬂlcﬁzx TFT;’ ts;g;;;_\ o | LRFIAOY Min. 0.125-inch TremBoard AC or min. 0.5- | LRFIA or BP-AA, SBS- ﬁptslggi) ABF;'P_ FBLHA or
C-16. None ! X - LRFIA(BG), inch Structodek HD with Primed Red LRFIA(BG), AA, BP-SEBS i ! -165.0
concrete Ultra-Max or min. 1-inch 12-inch o.c Coatin 12-inch o.c or SBS-SEBS SEBS or SBS- FB2-THERM
Styrofoam Brand Roofmate, e & o SEBS
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) BP-
1y | Structural | | Shield, Multi-Max FA3, RESISTA or tgi:ﬁ(‘;}) Roof Board, min. 0.5-inch SECUROCK tﬁi:ﬁ(g;) ey oo | AASBS-AR, BP- | FB1-HAOr 1800
: concrete Ultra-Max or min. 1-inch 12-inch o ,c Cement Roof Board or min. 7/16-inch 12-inch o ’c or ’SBS—SEBS SEBS or SBS- FB2-THERM :
Styrofoam Brand Roofmate, " | DEXcell Cement Roof Board - SEBS
Highload 60 or Plazamate
Min. 1-inch Trisotech G, Trisotech
CGF, Trisotech, EnergyGuard
Polyiso Insulation, H-Shield, ISO LRFIA or . . . LRFIA or .
c-18. Structural None 95+ GL, Multi-Max FA-3, RESISTA, | LRFIA(BG), | Mn: 0-625-inch SECUROCK Gypsum-Fiber | o) gg) | BP-SEBS, (Optional) BP- | o, rhERM -195.0
concrete . Roof Board . SBS-SEBS SEBS, SBS-SEBS
Ultra-Max or Styrofoam Brand 12-inch o.c. 12-inch o.c.
Roofmate, Highload 60 or
Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H-
g ! ! LRFIA or LRFIA or
Structural Shield, Multi-Max FA3, RESISTA or . . . BP-SEBS, (Optional) BP-
C-19. concrete None Ultra-Max or min. 1-inch LRF.IA(BG), Min. 0.25-inch DensDeck Prime LRF.IA(BG), SBS-SEBS SEBS, SBS-SEBS FB2-THERM -262.5
12-inch o.c. 12-inch o.c.
Styrofoam Brand Roofmate,
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or
Structural Shield, Multi-Max FA3, RESISTA or Roof Board or 0.5-inch SECUROCK Cement BP-SEBS, (Optional) BP-
€20 | concrete None Ultra-Max or min. 1-inch LRFIAGBG), | g oof Board or min. 7/16-inch DEXcell LRFIAGBG), | o ceps SEBS, SBS-sEBs | |02 THERM -285.0
12-inch o.c. 12-inch o.c.
Styrofoam Brand Roofmate, Cement Roof Board
Highload 60 or Plazamate
Structural . . . PSFA, 12- . . PSFA, 12- FB1-HA or
C-21. concrete None Min. 1.5-inch Trisotech G inch o.c. Min. 0.5-inch DensDeck inch o.c. None None FB2-THERM -120.0
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 0.5-inch SECUROCK Gypsum-Fiber
C-22. Structural None Min. 1.5-inch Trisotech G FSFA’ 12- Roof Board or min. 7/16-inch DEXcell FSFA’ 12- None None FBI-HA or -180.0
concrete inch o.c. inch o.c. FB2-THERM
Cement Roof Board
(Optional) BP-
BP-AA, SBS-
c-23. Structural None Min. 1.5-inch Trisotech G PSFA, 12- 1 \in. 0.5-inch DensDeck PSFA,12- | pa, Bp-seas | A/ SBSAA,BP- | FBL-HA or -120.0
concrete inch o.c. inch o.c. SEBS or SBS- FB2-THERM
or SBS-SEBS
SEBS
. . ) (Optional) BP-
coa | Structural || (Optional) Min. 0.5-inch Trisotech | PSFA, 12- Min- Sotrluzciolgzt :'r;:’vﬁﬁa;: ACOTTINO5 | pspa 1. | BPRAOSS | Aa, sBS-AA, BP- | FB1-HAOF 1650
’ concrete G or Trisotech CGF inch o.c. : inch o.c. i SEBS or SBS- FB2-THERM ’
Coating or SBS-SEBS
SEBS
. . . (Optional) BP-
Structural (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | VN 0:25-inch SECUROCK Gypsum-Fiber psFA, 12- | BPAASBS 1) SBS-AA, BP- | FBI1-HAor
C-25. None . X Roof Board or min. 7/16-inch DEXcell X AA, BP-SEBS -180.0
concrete G or Trisotech CGF inch o.c. inch o.c. SEBS or SBS- FB2-THERM
Cement Roof Board or SBS-SEBS SEBS
Min. 1-inch Trisotech G, Trisotech
Structural - PSFA, 12- Min. 0.625-inch SECUROCK Gypsum-Fiber PSFA, 12- BP-SEBS, (Optional) BP-
¢-26. concrete None CGF or.EnergyGuard Polyiso inch o.c. Roof Board inch o.c. SBS-SEBS SEBS, SBS-SEBS FB2-THERM 195.0
Insulation
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- . . . PSFA, 12- BP-SEBS, (Optional) BP-
c27. concrete None G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. SBS-SEBS SEBS, SBS-SEBS FB2-THERM 262:5
28 Structural Nome (Optional) Min. 0.5-inch Trisotech | PSFA, 12- RMO'E]; gfj’r‘é”gr:ﬁ:u;;?sc_'i(nizp;gz;:ber PSFA, 12- BP-SEBS, (Optional) BP- | . oo 850
’ concrete G or Trisotech CGF inch o.c. ) inch o.c. SBS-SEBS SEBS, SBS-SEBS ’
Cement Roof Board
Min. 1.5-inch Trisotech G
Structural ASTM . -~ Min. 0.5-inch Structodek HD with Primed FB1-HA or
C-29. concrete D41 ';X-s;)tech, ISO 95+ GL, Multi-Max Hot asphalt Red Coating Hot asphalt | None None FB2-THERM -45.0
Structural ASTM . . . . . FB1-HA or
C-30. concrete D41 Min. 1.5-inch Trisotech G Hot asphalt | Min. 0.5-inch DensDeck Hot asphalt | None None FB2-THERM -120.0
Structural ASTM . . . Min. 0.5-inch SECUROCK Gypsum-Fiber FB1-HA or
C-31. concrete D41 Min. 1.5-inch Trisotech G Hot asphalt Roof Board Hot asphalt | None None FB2-THERM 277.5
. . . (Optional) BP-
Min. 1.5-inch Trisotech G, . . . R BP-AA, SBS-
c-3p. | dtructural - ASTM ) giicotech, 150 95+ GL, Multi-Max | Hot asphalt | M- O-3-inch Structodek HDwith Primed | o o ooy | aa, gp-sess | AAv SBSA% BP- | FBLHAOF 45.0
concrete D41 Red Coating SEBS or SBS- FB2-THERM
FA-3 or SBS-SEBS
SEBS
(Optional) BP-
BP-AA, SBS-
Structural ASTM . . . . . 4 AA, SBS-AA, BP- | FB1-HA or
C-33. concrete Da1 Min. 1.5-inch Trisotech G Hot asphalt | Min. 0.5-inch DensDeck Hot asphalt | AA, BP-SEBS SEBS or SBS- FB2-THERM -120.0
or SBS-SEBS
SEBS
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NEMO |cert ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) T T B PI Pl Cap PI (psf)
ype (3.1.3) ype (3.1.3) ase Fly v ap Fly
Min. 0.125-inch TremBoard AC or min. 0.5- BP-AA, SBs- | (OPtional) BP-
C-34. structural ASTM Min. 1.5-inch Trisotech G Hot asphalt | inch Structodek HD with Primed Red Hot asphalt | AA, BP-sEBs | AP SBS-AA,BP- | FBI-HA or -180.0
concrete D41 X SEBS or SBS- FB2-THERM
Coating or SBS-SEBS
SEBS
Structural ASTM Min. 0.5-inch SECUROCK Gypsum-Fiber BP-AA, SB5- ﬁptslgrs]?/lx)ABF;P- FB1-HA or
C-35. concrete D41 Min. 1.5-inch Trisotech G Hot asphalt Roof Board Hot asphalt | AA, BP-SEBS SEBS or SBS- FB2-THERM -277.5
or SBS-SEBS
SEBS
TPA FB IN TPA BONDING ADHESIVE:
LRFIA or . . . LRFIA or
c3p | Structural None Min. 1.0-inch Insulfoam IX LRFIA(BG), | Min- 0-25-inch DensDeck Prime or LRFIA(BG), | None None FB3-TPABA -225.0
concrete . SECUROCK Gypsum-Fiber Roof Board .
12-inch o.c. 12-inch o.c.
Structural (Optional) Min. 0.5-inch Trisotech LRFIA or 0.5-inch ACFoam HD CoverBoard, 0.625- LRFIA or
C-37. None P R o . LRFIA(BG), inch ACFoam HD CoverBoard-FR or min. LRFIA(BG), None None FB3-TPABA -262.5
concrete G, Trisotech CGF or Trisotech . . . .
12-inch o.c. | 0.25-inch DensDeck Prime 12-inch o.c.
Structural Min. 1.5-inch Trisotech, Trisotech II:EE:QI(BG) Min. 0.25-inch DensDeck Prime, SECUROCK Il:ﬁi:ﬁl(BG)
C-38. None G, Trisotech CGF or EnergyGuard " | Gypsum Fiber Roof Board, or min. 7/16- ! None None FB3-TPABA -270.0
concrete K . or PSFA, X PSFA, 12-
Polyiso Insulation . inch DEXcell Cement Roof Board .
12-inch o.c. inch o.c.
. . . . LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or
c39, | Structural None (Optional) Min. 0.5-inch Trisotech | ¢py 5 (G) | Roof Board or min. 7/16-inch DEXcell LRFIA(BG), | None None FB3-TPABA -285.0
concrete G, Trisotech CGF or Trisotech . .
12-inch o.c. | Cement Roof Board 12-inch o.c.
0.5-inch ACFoam HD CoverBoard, 0.625-
LRFIA or ! LRFIA or
Structural Min. 0.5-inch Trisotech G, inch ACFoam HD CoverBoard-FR or min.
¢-40. concrete None Trisotech CGF or Trisotech LR.FIA(BG)’ 0.25-inch DensDeck Prime or SECUROCK LR.HA(BG)' None None FB3-TPABA -465.0
6-inch o.c. . 6-inch o.c.
Gypsum-Fiber Roof Board
0.5-inch ACFoam HD CoverBoard,
Structural 0.625-inch ACFoam HD LRFIA or
C-41. None : . . LRFIA(BG), None N/A None None FB3-TPABA -622.5
concrete CoverBoard-FR or min. 0.25-inch .
. 6-inch o.c.
DensDeck Prime
Structural gﬂlnsgnf—sl:-:gzt]:ggy:ooafg or min LRFIA or
c-42. None ypsu | LRFIA(BG), | None N/A None None FB3-TPABA -937.5
concrete 7/16-inch DEXcell Cement Roof .
6-inch o.c.
Board
43, | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | v 6 5 inch DensDeck Prime PSFA, 12- 1 None None FB3-TPABA 262.5
concrete G or Trisotech CGF inch o.c. inch o.c.
. . . . Min. 0.25-inch SECUROCK Gypsum-Fiber
44, | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | g/ 524 or min. 7/16-inch DEXcell PSFA, 12- 1 None None FB3-TPABA -285.0
concrete G or Trisotech CGF inch o.c. inch o.c.
Cement Roof Board
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NEMOIcert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) T T Base PI Pl Cap PI (psf)
ype (3.1.3) ype (3.1.3) ase Fly v ap Fly
Structural Min. 0.5-inch Trisotech G or PSFA, 6- Min. 0.25-inch DensDeck Prime or PSFA, 6-
€45, concrete None Trisotech CGF inch o.c. SECUROCK Gypsum-Fiber Roof Board inch o.c. None None FB3-TPABA -465.0
cap, | Structural None Min. 0.25-inch DensDeck Prime PSFA, 6- None N/A None None FB3-TPABA 622.5
concrete inch o.c.
Min. 0.25-inch SECUROCK
Structural Gypsum-Fiber Roof Board or min. PSFA, 6-
SRl concrete None 7/16-inch DEXcell Cement Roof inch o.c. None N/A None None FB3-TPABA 9375
Board
Min. 1.5-inch Trisotech G,
Structural ASTM . . . . . .
C-48. Trisotech, 1SO 95+ GL, Multi-Max Hot asphalt | (Optional) Additional Layers base insulation | Hot asphalt | None None FB3-TPABA -45.0
concrete D41
FA-3
Min. 1.5-inch Trisotech G, . . . .
Ca9, | Structural ASTM Trisotech, IS0 95+ GL, Multi-Max | Hot asphalt | V- 0:5-inch Structodek HD with Primed | oo | None None FB3-TPABA -45.0
concrete D41 FA-3 Red Coating
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
. . . LRFIA or . . LRFIA or -37.5
C-50. Structural None M!n. 0.5-inch Trlsot.ech G, LRFIA(BG), .(Optlor.ml) additional layer(s) base LRFIA(BG), None None .FBS-TLRA, 12- (NO
concrete Trisotech CGF or Trisotech . insulation . inch o.c.
12-inch o.c. 12-inch o.c. HVHZ)
) ) ) . LRFIA or . . . LRFIA or -30.0
c-51. Structural None (Optlvonal) Min. 0.5 |n(.:h Trisotech LRFIA(BG), Min. 0.25-inch DensD'eck Prime or LRFIA(BG), None None FBS TLRA, 12 (NO
concrete G, Trisotech CGF or Trisotech . SECUROCK Gypsum-Fiber Roof Board . inch o.c.
12-inch o.c. 12-inch o.c. HVHZ)
LRFIA or LRFIA or
Structural (Optional) Min. 0.5-inch Trisotech Min. 0.25-inch DensDeck Prime or FB5-TLRA, 6-
e52. concrete None G, Trisotech CGF or Trisotech LRF.lA(BG)’ SECUROCK Gypsum-Fiber Roof Board LRF.lA(BG)’ None None inch o.c. 750
12-inch o.c. 12-inch o.c.
Structural LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or iFnBcsh::;L?AérlZ_
-53. in. 1.0-i LRFIA(B el LRFIA(B! o - .
¢33 concrete None Min. 1.0-inch Insulfoam IX . (BG), SECUROCK Gypsum-Fiber Roof Board . (BG), None None FB7-PSFA, 2250
12-inch o.c. 12-inch o.c.
spatter
— (Optional) Min. 0.5-inch Trisotech | -RFIA©r 0.5-inch ACFoam HD CoverBoard, 0.625- LRFIA or iFnBCi'ZL?/Z r4’
C-54. None P X " . LRFIA(BG), inch ACFoam HD CoverBoard-FR or min. LRFIA(BG), None None o -262.5
concrete G, Trisotech CGF or Trisotech . . . . FB7-PSFA,
12-inch o.c. | 0.25-inch DensDeck Prime 12-inch o.c.
spatter
Min. 1.5-inch Trisotech, Trisotech LRFIA, Min. 0.25-inch DensDeck Prime, SECUROCK LRFIA, .FBS-TLRA' &
Structural . LRFIA (BG), A . LRFIA (BG), inch o.c. or
C-55. None G, Trisotech CGF or EnergyGuard Gypsum Fiber Roof Board, or min. 7/16- None None -270.0
concrete . . or PSFA, . PSFA, 12- FB7-PSFA,
Polyiso Insulation . inch DEXcell Cement Roof Board .
12-inch o.c. inch o.c. spatter
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Structural (Optional) Min. 0.5-inch Trisotech LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or iFnBci:(I;LSAc;rAf-
C-56. None P . - . LRFIA(BG), Roof Board or min. 7/16-inch DEXcell LRFIA(BG), None None o -285.0
concrete G, Trisotech CGF or Trisotech . . FB7-PSFA,
12-inch o.c. | Cement Roof Board 12-inch o.c.
spatter
F).S-mch ACFoam HD CoverBoard, 0.6?5- FBS-TLRA, 4-
Structural Min. 0.5-inch Trisotech G LRFIA or inch ACFoam HD CoverBoard-FR or min. LRFIA or inch o.c. or
C-57. None L . ! LRFIA(BG), 0.25-inch DensDeck Prime or SECUROCK LRFIA(BG), None None o -465.0
concrete Trisotech CGF or Trisotech . . . . . FB7-PSFA,
6-inch o.c. Gypsum-Fiber Roof Board or min. 7/16-inch | 6-inch o.c. spatter
DEXcell Cement Roof Board P
0.5-inch ACFoam HD CoverBoard,
0.625-inch ACFoam HD
Structural CoverBoard-FR or min. 0.25-inch LRFIA or iFnBcsh_T)LsAéf_
C-58. None DensDeck Prime or SECUROCK LRFIA(BG), None N/A None None . -622.5
concrete . . . FB7-PSFA,
Gypsum-Fiber Roof Board or min. 6-inch o.c. spatter
7/16-inch DEXcell Cement Roof P
Board
Structural '(r)r?stcl)otr;in(;gF i:?rcr:;:{;iiteCh > LRFIA or Min. 0.5-inch DensDeck Prime or LRFIA or BP-CAS or (Optional) BP- iFnBcsh:LLfAérA_
C-59. None X LRFIA(BG), SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), P o -82.5
concrete followed by R-50 Insulation 6-inch o.c min. 7/16-inch DEXcell Cement Roof Board 6-inch o.c SBS-CA5 CAS or SBS-CA5 FB7-PSFA,
Systems “RICH-E-BOARD” h ’ - spatter
(Optional) Min. 0.5-inch Trisotech
G .Trlsotech.CGF, Trisotech, H- LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5- | LRFIA or ) .FBS_TLRA’ &
C-60 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) inch Structodek HD with Primed Red LRFIA(BG) BP-CA5S or (Optional) BP- inch o.c. or 165.0
: concrete Ultra-Max or min. 1-inch . ’ X . ! SBS-CA5 CAS5 or SBS-CA5 | FB7-PSFA, :
12-inch o.c. | Coating 12-inch o.c.
Styrofoam Brand Roofmate, spatter
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or FB5-TLRA, 4-
c-61 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board, min. LRFIA(BG) BP-CA5S or (Optional) BP- inch o.c. or 2625
’ concrete Ultra-Max or min. 1-inch 12-inch o Ic 0.5-inch SECUROCK Cement Roof Board or 12-inch o ,c SBS-CA5 CAS or SBS-CA5 | FB7-PSFA, ’
Styrofoam Brand Roofmate, " | min. 7/16-inch DEXcell Cement Roof Board e spatter
Highload 60 or Plazamate
Min. 0.25-inch DensDeck Prime, DEXcell FA FBS-TLRA, 4-
. . LRFIA or Glass Mat Roof Board or SECUROCK LRFIA or . .
Structural Min. 1-inch Atlas ThermalStar Type . X . BP-CAS or (Optional) BP- inch o.c. or
C-62. concrete None " LRFIA(BG), Gypsum-Fiber Roof Board, min. 0.5-inch LRFIA(BG), SBS-CAS CA5 or SBS-CAS | FB7-PSFA -285.0
12-inch o.c. | SECUROCK Cement Roof Board or min. 12-inch o.c. spatter !
7/16-inch DEXcell Cement Roof Board P
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
Sy:ltem Deck Primer P Attach SR Attach S MDfP
o. (4.1.2) Type oL Type 3.1.3) Base Ply Ply Cap Ply (psf)
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.125-inch TremBoard AC, min. 0.25- LRFIA or FB5-TLRA, 4-
c-63 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) inch DensDeck, DensDeck Prime or DEXcell LRFIA(BG) BP-CAS or (Optional) BP- inch o.c. or 3275
’ concrete Ultra-Max or min. 1-inch 6-inch o cl FA Glass Mat Roof Board or min. 0.5-inch 6-inch o c’ SBS-CA5 CAS or SBS-CA5 | FB7-PSFA, ’
Styrofoam Brand Roofmate, e Structodek HD with Primed Red Coating e spatter
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or FB5-TLRA, 4-
C-64 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) Roof Board, min. 0.5-inch SECUROCK LRFIA(BG) BP-CAS or (Optional) BP- inch o.c. or 465.0
: concrete Ultra-Max or min. 1-inch 6-inch o c, Cement Roof Board or min. 7/16-inch 6-inch o c’ SBS-CA5 CA5 or SBS-CA5 | FB7-PSFA, '
Styrofoam Brand Roofmate, e DEXcell Cement Roof Board e spatter
Highload 60 or Plazamate
Min. 0.25—.|nch SECUROCK . FB5-TLRA, 4-
Structural Gypsum-Fiber Roof Board, min. LRFIA or BP-CAS or (Optional) BP- inch o.c. or
C-65. None 0.5-inch SECUROCK Cement Roof LRFIA(BG), None N/A -1115.0
concrete . R . SBS-CAS CAS or SBS-CAS FB7-PSFA,
Board or min. 7/16-inch DEXcell 6-inch o.c.
Cement Roof Board spatter
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.125-inch TremBoard AC or Min. 0.5- | LRFIA or . FB5-TLRA, 4-
Structural Shield, Multi-Max FA3, RESISTA or . X BP-CA6, SBS- | (Optional) BP- inch o.c. or
C-66. None X . LRFIA(BG), inch DensDeck or Structodek HD with LRFIA(BG), -202.5
concrete Ultra-Max or min. 1-inch . . A . CA6 CAG6 or SBS-CA6 FB7-PSFA,
12-inch o.c. | Primed Red Coating 6-inch o.c.
Styrofoam Brand Roofmate, spatter
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- FB5-TLRA, 4-
g ! ! LRFIA or LRFIA or !
Structural Shield, Multi-Max FA3, RESISTA or . . . BP-CA6, SBS- | (Optional) BP- inch o.c. or
C-67. concrete None Ultra-Max or min. 1-inch LRF.IA(BG), Min. 0.25-inch DensDeck Prime LRF.IA(BG), CAG CA6 or SBS-CA6 | FB7-PSFA, -202.5
12-inch o.c. 12-inch o.c.
Styrofoam Brand Roofmate, spatter
Highload 60 or Plazamate
. . LRFIA or Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA or ‘ .FBS-TLRA, 4-
C-68. Structural None Min. 1-inch Atlas ThermalStar Type LRFIA(BG) Glass Mat Roof Board or SECUROCK LRFIA(BG) BP-CA6, SBS- | (Optional) BP- inch o.c. or 2850
concrete Il 12-inch o.’c. Gypsum-Fiber Roof Board or min. 0.5-inch 12-inch o.’c. CA6 CA6 or SBS-CA6 | FB7-PSFA,
SECUROCK Cement Roof Board spatter
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or LRFIA or FB5-TLRA, 4-
C-69 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA(BG) BP-CA6, SBS- | (Optional) BP- inch o.c. or 285.0
’ concrete Ultra-Max or min. 1-inch . ! Roof Board . ! CA6 CAG6 or SBS-CA6 | FB7-PSFA, ’
12-inch o.c. 12-inch o.c.
Styrofoam Brand Roofmate, spatter
Highload 60 or Plazamate
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) T T B PI Pl Cap PI (psf)
ype (3.1.3) ype (3.1.3) ase Fly v ap Fly
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA or FB5-TLRA, 4-
c-70 Structural None Shield, Multi-Max FA3, RESISTA or LRFIA(BG) inch DEXcell FA Glass Mat Roof Board, LRFIA(BG) BP-CA®6, SBS- | (Optional) BP- inch o.c. or 3400
’ concrete Ultra-Max or min. 1-inch 6-inch o cl SECUROCK Gypsum-Fiber Roof Board or 6-inch o c’ CA6 CA6 or SBS-CA6 | FB7-PSFA, ’
Styrofoam Brand Roofmate, e SECUROCK Cement Roof Board h spatter
Highload 60 or Plazamate
Insula‘mon: (Qpnonal) Additional layer(s) FBS-TLRA, 4-
Structural Min. 0.5-inch Trisotech G LRFIA or base insulation LRFIA or inch o.c. or
C-71. None L . ! LRFIA (BG), Coverboard: Min. 0.25-inch SECUROCK LRFIA (BG), SBS-TA None o -180.0
concrete Trisotech CGF or Trisotech . . , . . FB7-PSFA,
12-inch o.c. | Gypsum-Fiber Roof Board or min. 7/16-inch | 12-inch o.c. spatter
DEXcell Cement Roof Board P
Structural Min. 0.5-inch Trisotech G or PSFA, 12- | (Optional) additional layer(s) base PSFA, 12- FBS-TLRA, 12- | 37
C-72. None . . . . . None None . (NO
concrete Trisotech CGF inch o.c. insulation inch o.c. inch o.c. HVHZ)
73 Structural Nome (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | Min. 0.25-inch DensDeck Prime or PSFA, 12- | | Nome FB5-TLRA, 12- '30('30
’ concrete G or Trisotech CGF inch o.c. SECUROCK Gypsum-Fiber Roof Board inch o.c. inch o.c. H(\'/\‘HZ)
c-74 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 12- Min. 0.25-inch DensDeck Prime or PSFA, 12- None None FB5-TLRA, 6- 75.0
’ concrete G or Trisotech CGF inch o.c. SECUROCK Gypsum-Fiber Roof Board inch o.c. inch o.c. ’
FB5-TLRA, 4-
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- . . . PSFA, 12- inch o.c. or
C75. concrete None G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. None None FB7-PSFA, -262.5
spatter
) ) ) FB5-TLRA, 4-
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- Min. 0.25-inch SFCUROO.( Gypsum-Fiber PSFA, 12- inch o.c. or
C-76. None . . Roof Board or min. 7/16-inch DEXcell . None None -285.0
concrete G or Trisotech CGF inch o.c. inch o.c. FB7-PSFA,
Cement Roof Board
spatter
FB5-TLRA, 4-
) ) ) Min. 0.25-inch DensDeck Prime or . !
C-77. Structural None M!n. 0.5-inch Trisotech G or .PSFA’ & SECUROCK Gypsum-Fiber Roof Board or PSFA’ & None None inch o.c. or -465.0
concrete Trisotech CGF inch o.c. . . inch o.c. FB7-PSFA,
min. 7/16-inch DEXcell Cement Roof Board
spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
Structural SECUROCK Gypsum-Fiber Roof PSFA, 6- inch o.c. or
St concrete None Board or min. 7/16-inch DEXcell inch o.c. None N/A None None FB7-PSFA, -622.5
Cement Roof Board spatter
FB5-TLRA, 4-
in. 0.125-i B in. 0.5- . . !
c-79 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 12- :\:g;] Sotruciolgglz -II-IrDer\?vitEaF:jinﬁngFr{g::Im 0.5 PSFA, 12- BP-CAS or (Optional) BP- inch o.c. or 165.0
’ concrete G or Trisotech CGF inch o.c. . inch o.c. SBS-CAS5 CA5 or SBS-CA5 | FB7-PSFA, ’
Coating
spatter
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS

Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach Attach MDP
No. (4.1.2) T T B PI Pl Cap PI (psf)
ype (3.1.3) ype (3.1.3) ase Fly v ap Fly
R . . FB5-TLRA, 4-
C-80 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 12- xlguﬂéi;rgh [S)S;S[?iebc:rPRr(l)?ch:)rard or PSFA, 12- BP-CAS or (Optional) BP- inch o.c. or 262.5
: concrete G or Trisotech CGF inch o.c. . . vp inch o.c. SBS-CA5 CA5 or SBS-CA5 | FB7-PSFA, :
min. 7/16-inch DEXcell Cement Roof Board
spatter
Min. 0.125-inch TremBoard AC, min. 0.25- FB5-TLRA, 4-
c-81 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 6- inch DensDeck, DensDeck Prime or DEXcell PSFA, 6- BP-CAS or (Optional) BP- inch o.c. or 3275
’ concrete G or Trisotech CGF inch o.c. FA Glass Mat Roof Board or min. 0.5-inch inch o.c. SBS-CAS5 CAS or SBS-CA5 | FB7-PSFA, ’
Structodek HD with Primed Red Coating spatter
. R . FB5-TLRA, 4-
e Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 6- ;/22]; gj:r_(;ngrnsqiEnCU;(l)g_li(nisz:;:;:ber PSFA, 6- BP-CAS or (Optional) BP- inch o.c. or 4650
: concrete G or Trisotech CGF inch o.c. ) inch o.c. SBS-CA5 CAS5 or SBS-CA5 | FB7-PSFA, :
Cement Roof Board
spatter
Min. 0.25-inch SECUROCK FB5-TLRA, 4-
Structural Gypsum-Fiber Roof Board or min. PSFA, 6- BP-CAS or (Optional) BP- inch o.c. or
(E: concrete None 7/16-inch DEXcell Cement Roof inch o.c. None N/A SBS-CA5 CA5 or SBS-CA5 | FB7-PSFA, -1115.0
Board spatter
) ) . FB5-TLRA, 4-
84 Structural Nome (Optional) Min. 0.5-inch Trisotech | PSFA, 12- :\:é';] gélnzssD';';ckhoIr;:ii’j;ifﬁs :N'\l/'t'h” 05| porn, 6- BP-CA6, SBS- | (Optional) BP- | inch o.c. or o2s
’ concrete G or Trisotech CGF inch o.c. . ) inch o.c. CA6 CA6 or SBS-CA6 | FB7-PSFA, ’
Primed Red Coating
spatter
FB5-TLRA, 4-
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- . . . PSFA, 12- BP-CA6, SBS- | (Optional) BP- inch o.c. or
C-85. concrete None G, or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. CA6 CA6 or SBS-CA6 | FB7-PSFA, 202:5
spatter
FB5-TLRA, 4-
c-86 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 12- Min. 0.25-inch SECUROCK Gypsum-Fiber PSFA, 12- BP-CA6, SBS- | (Optional) BP- inch o.c. or 2850
: concrete G or Trisotech CGF inch o.c. Roof Board inch o.c. CA6 CA6 or SBS-CA6 | FB7-PSFA, '
spatter
. . . FB5-TLRA, 4-
Structural (Optional) Min. 0.5-inch Trisotech | PSFA, 6- Min. 0.125-inch TremBoard AC or min. 0.5- | o) ¢ BP-CA6, SBS- | (Optional) BP- | inch o.c. or
C-87. None . . inch DEXcell FA Glass Mat Roof Board or . -340.0
concrete G or Trisotech CGF inch o.c. X inch o.c. CA6 CA6 or SBS-CA6 | FB7-PSFA,
SECUROCK Gypsum-Fiber Roof Board
spatter
Lnassue}a:;c]l:unl;iap:ltlonal) Additional layer(s) FBS-TLRA, 4-
Structural Min. 0.5-inch Trisotech G PSFA, 12- PSFA, 12- inch o.c.
C-88. ructura None in- 7.>-inceh frisotech & or e Coverboard: Min. 0.25-inch SECUROCK e SBS-TA None inch o.c. or -180.0
concrete Trisotech CGF or Trisotech inch o.c. . . . inch o.c. FB7-PSFA,
Gypsum-Fiber Roof Board or min. 7/16-inch soatter
DEXcell Cement Roof Board P

BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.
Report No.:  NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21

Page 184 of 224

IAS

ACCREDITED
Pruduct Cerlilcalior

NEMOIcert ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
e o0 i, -
Structural ASTM Min. 1.5-inch Trisotech G or X . BP-CAS or (Optional) BP- inch o.c. or
C-89. . Hot asphalt | Coating, DensDeck Prime, DEXcell FA Glass Hot asphalt -180.0
concrete D41 Trisotech SBS-CAS5 CAS5 or SBS-CAS FB7-PSFA,
Mat Roof Board or SECUROCK Gypsum- spatter
Fiber Roof Board P
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
LRFIA or . . . LRFIA or
co0. | Srueturall none | Min. 1.0-inch Insulfoam IX LRFIABG), | Min. 0-25-inch DensDeck Prime or LRFIA(BG), | None None FB6-PEBATF | -225.0
concrete . SECUROCK Gypsum-Fiber Roof Board .
12-inch o.c. 12-inch o.c.
) . . . LRFIA or LRFIA or
c-91. Structural None (Optional) Min. 0.5-inch Trisotech | | oc) ) | Min. 0.25-inch DensDeck Prime LRFIA(BG), | None None FB6-PEBATF 2625
concrete G, Trisotech CGF or Trisotech . .
12-inch o.c. 12-inch o.c.
0.5-inch ACFoam HD CoverBoard, 0.625-
. . . . LRFIA or inch ACFoam HD CoverBoard-FR or min. LRFIA or
C-92. i:)rr:‘f::tf' None (Go?rtrﬁz:;)chmcrlapo fr'?r?:o:gcsﬁt“h LRFIA(BG), | 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA(BG), | None None FB6-PEBATF -285.0
! 12-inch o.c. | Board or min. 7/16-inch DEXcell Cement 12-inch o.c.
Roof Board
0.5-inch ACFoam HD CoverBoard, 0.625-
. . . LRFIA or inch ACFoam HD CoverBoard-FR or min. LRFIA or
Cc-93. i:)rr:‘f::tf' None ?"n';‘otoefh'zthT;s?;igTih LRFIA(BG), | 0.25-inch DensDeck Prime or SECUROCK LRFIA(BG), | None None FB6-PEBATF -465.0
6-inch o.c. Gypsum-Fiber Roof Board or min. 7/16-inch | 6-inch o.c.
DEXcell Cement Roof Board
LRFIA or
Structural . . .
C-94. None Min. 0.25-inch DensDeck Prime LRFIA(BG), None N/A None None FB6-PEBATF -622.5
concrete )
6-inch o.c.
0.5-inch ACFoam HD CoverBoard,
Structural 2.06v2e5r_l?l,rc‘§:dp-f;c:)arﬂwli-lnD0 25-inch LRFIA or
C-95. concrete None SECUROCK Gypsum-Fiber Roof éi?;(?c)' None N/A None None FB6-PEBATF -937.5
Board or min. 7/16-inch DEXcell e
Cement Roof Board
Structural '(r?izzfer;l)Crg::n;)rl:rlzzgt-g::\c,tem & LRFIA or Min. 0.5-inch DensDeck Prime or LRFIA or BP-CAS or (Optional) BP-
C-96. None X LRFIA(BG), SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), P FB6-PEBATF -82.5
concrete followed by R-50 Insulation 6-inch o.c min. 7/16-inch DEXcell Cement Roof Board 6-inch o.c SBS-CA5 CAS or SBS-CAS
Systems “RICH-E-BOARD” - ’ -
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H-
. S ! LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5- | LRFIA or .
c-97. structural None shield, Multi-Max FA3, RESISTA or | oc) ) 5G) | inch Structodek HD with Primed Red LRFIA(BG), | BP-CASor (Optional) BP- | coe oepnre -165.0
concrete Ultra-Max or min. 1-inch . . . SBS-CA5 CAS or SBS-CAS
12-inch o.c. | Coating 12-inch o.c.
Styrofoam Brand Roofmate,
Highload 60 or Plazamate
LRFIA or LRFIA or
Structural (Optional) Min. 0.5-inch Trisotech ) ) ) BP-CAS or (Optional) BP-
C-98. concrete None G, Trisotech CGF or Trisotech LRF.IA(BG), Min. 0.25-inch DensDeck Prime LRF.IA(BG), SBS-CAS CAS or SBS-CAS FB6-PEBATF 262.5
12-inch o.c. 12-inch o.c.
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or
Structural Shield, Multi-Max FA3, RESISTA or SECUROCK Gypsum-Fiber Roof Board, min. BP-CA5 or (Optional) BP-
&9 | concrete None | Utra-Max or min. L-inch ;F;':C(E?’c 0.5-inch SECUROCK Cement Roof Board or igfil:ési); SBS-CAS CAS orsBs-cas | FPOPEBATE 262>
Styrofoam Brand Roofmate, " | min. 7/16-inch DEXcell Cement Roof Board e
Highload 60 or Plazamate
. . . . LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or .
100, | Structural None (Optional) Min. 0.5-inch Trisotech | oc\ (86 | Roof Board or min. 7/16-inch DEXcell LRFIABG), | BP-CASor | (Optional) BP- 1 pe peante | Lags0
concrete G, Trisotech CGF or Trisotech . . SBS-CAS CA5 or SBS-CA5
12-inch o.c. | Cement Roof Board 12-inch o.c.
Min. 0.25-inch DensDeck Prime, DEXcell FA
. . LRFIA or Glass Mat Roof Board or SECUROCK LRFIA or .
c-101. ig:ccrt:t?l None | W™ Linch Atlas ThermalStar TYpe || prin(8G), | Gypsum-Fiber Roof Board, min. 0.5-inch LRFIA(BG), 2;;??:5” 8’?:?:3:&5 FB6-PEBATF | -285.0
12-inch o.c. | SECUROCK Cement Roof Board or min. 12-inch o.c.
7/16-inch DEXcell Cement Roof Board
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.125-inch TremBoard AC, min. 0.25- LRFIA or
Structural Shield, Multi-Max FA3, RESISTA or inch DensDeck, DensDeck Prime or DEXcell BP-CAS or (Optional) BP-
¢-102. concrete None Ultra-Max or min. 1-inch (L;il?h(iGc)’ FA Glass Mat Roof Board or min. 0.5-inch (LST:S](?)GC)’ SBS-CA5 CAS or SBS-CA5S FBE-PEBATF 3275
Styrofoam Brand Roofmate, o Structodek HD with Primed Red Coating e
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or
Structural Shield, Multi-Max FA3, RESISTA or Roof Board, min. 0.5-inch SECUROCK BP-CAS or (Optional) BP-
(AlLE, concrete None Ultra-Max or min. 1-inch I(-Sf{ilr:wlé\h(iGc)’ Cement Roof Board or min. 7/16-inch (Ljit\lé\h(iGc)’ SBS-CA5 CAS or SBS-CAS FB6-PEBATF -465.0
Styrofoam Brand Roofmate, e DEXcell Cement Roof Board e
Highload 60 or Plazamate
LRFIA or
Structural . . . BP-CAS or (Optional) BP-
C-104. concrete None Min. 0.25-inch DensDeck Prime LR.FIA(BG), None N/A SBS-CAS CAS or SBS-CAS FB6-PEBATF -622.5
6-inch o.c.
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. 4.1.2 (psf)
( ) Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 0.25-inch SECUROCK LRFIA or
Structural Gypsum-Fiber Roof Board or min. BP-CAS or (Optional) BP-
G105 | concrete None 7/16-inch DEXcell Cement Roof LRFIA(BG), | None N/A SBS-CAS CA5 or SBS-CA5 | COPEBATE | -1115.0
6-inch o.c.
Board
c106. | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | 1.0 6 55 inch DensDeck Prime PSFA, 12- 1 None None FB6-PEBATF 262.5
concrete G or Trisotech CGF or Trisotech inch o.c. inch o.c.
. . . . Min. 0.25-inch SECUROCK Gypsum-Fiber
c107. | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | g0 ¢ 6o o min, 7/16-inch DEXcell PSFA, 12- 1 None None FB6-PEBATF -285.0
concrete G or Trisotech CGF inch o.c. inch o.c.
Cement Roof Board
. . . Min. 0.25-inch DensDeck Prime or
C-108. if)rr:‘ccf:t:" None TMF;:(;gSA'ZZhFTr'SOtECh Gor IF; S;A;i' SECUROCK Gypsum-Fiber Roof Board or IF; SCFhA;i' None None FB6-PEBATF -465.0
o min. 7/16-inch DEXcell Cement Roof Board o
109, | Structural None Min. 0.25-inch DensDeck Prime PSFA, 6- None N/A None None FB6-PEBATF 6225
concrete inch o.c.
Min. 0.25-inch SECUROCK
Structural Gypsume-Fiber Roof Board or min. PSFA, 6-
S concrete None 7/16-inch DEXcell Cement Roof inch o.c. None N/A None None FBE-PEBATF 9375
Board
(Optional) Min. 0.5-inch Trisotech Min. 0.125-inch TremBoard AC or min. 0.5- .
Structural X PSFA, 12- . . K PSFA, 12- BP-CA5 or (Optional) BP-
C-111. concrete None G or Trisotech CGF inch o.C. g\::tis:;uctodek HD with Primed Red inch o.c. SBS-CAS CAS or SBS-CAS FB6-PEBATF -165.0
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 12- . . . PSFA, 12- BP-CA5S or (Optional) BP-
c112. concrete None G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. SBS-CAS5 CAS5 or SBS-CA5 FBO-PEBATF 2625
c-113 Structural None (Optional) Min. 0.5-inch Trisotech PSFA, 12- RMOIZ% g';;r_éngr;E:U;}?g_li(nizp;;z;:ber PSFA, 12- BP-CA5 or (Optional) BP- FB6-PEBATF 2850
’ concrete G or Trisotech CGF inch o.c. ) inch o.c. SBS-CAS5 CAS5 or SBS-CA5 ’
Cement Roof Board
Min. 0.125-inch TremBoard AC, min. 0.25-
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 6- inch DensDeck, DensDeck Prime or DEXcell PSFA, 6- BP-CA5 or (Optional) BP-
C-114. concrete None G or Trisotech CGF inch o.c. FA Glass Mat Roof Board or min. 0.5-inch inch o.c. SBS-CAS5 CAS5 or SBS-CA5 FBE-PEBATF 3275
Structodek HD with Primed Red Coating
. . . . Min. 0.25-inch SECUROCK Gypsum-Fiber .
Structural (Optional) Min. 0.5-inch Trisotech PSFA, 6- R . PSFA, 6- BP-CAS or (Optional) BP-
- . B .7/16- DE - - .
G| concrete Nome | G or Trisotech CGF incho.c. | Roof Board or min. 7/1€-inch DEXcell incho.c. | SBS-CAS CAS or SBS-CAs | (POTPEBATF 1650
Cement Roof Board
Structural . ) . PSFA, 6- BP-CAS or (Optional) BP-
C-116. concrete None Min. 0.25-inch DensDeck Prime inch o.c. None N/A SBS-CAS CAS or SBS-CAS FB6-PEBATF 622.5
Min. 0.25-inch SECUROCK
Structural Gypsum-Fiber Roof Board or min. PSFA, 6- BP-CAS or (Optional) BP-
CL7- 1 concrete None 7/16-inch DEXcell Cement Roof inch o.c. None N/A SBS-CAS CA5 or SBS-CA5 | COPEBATE | -1115.0
Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. (4.1.2) (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 0.125-inch TremBoard AC or min. 0.5-
. . . inch Structodek HD with Primed Red .
C-118. igr:jcc::t?l giM "I\'/Irl!g(.)tt;—mmm Trisotech G or Hot asphalt | Coating, DensDeck Prime, DEXcell FA Glass Hot asphalt gg:?:sor g\’;tfrn:é):gAs FB6-PEBATF -180.0
Mat Roof Board or SECUROCK Gypsum-
Fiber Roof Board
TPA FB IN TREMCO FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or
c-119. Structural None Shield, MuItl-M.ax FAS, RESISTA or LRFIA(BG), Roof Board, min. 0.5-|nch SECURQCK LRFIA(BG), None None FBA-FBWB 1800
concrete Ultra-Max or min. 1-inch 12-inch Cement Roof Board or min. 7/16-inch 12-inch
Styrofoam Brand Roofmate, inch o.c. DEXcell Cement Roof Board inch o.c.
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H-
. S ! LRFIA or LRFIA or
120, | Structural None Shield, Multi-Max FA3, RESISTA Or | | e r(86G), | Min. 0.25-inch DensDeck Prime LRFIA(BG), | None None FB4-FBWB -202.5
concrete Ultra-Max or min. 1-inch 12-inch o.c 12-inch o.c
Styrofoam Brand Roofmate, - -
Highload 60 or Plazamate
LRFIA or . . . LRFIA or
c1g1, | Structural None Min. 1.0-inch Insulfoam IX LRFIA(BG), | Min- 0-25-inch DensDeck Prime or LRFIA(BG), | None None FB4-FBWB -225.0
concrete . SECUROCK Gypsum-Fiber Roof Board .
12-inch o.c. 12-inch o.c.
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H- Min. 0.25-inch DensDeck Prime or
Structural Shield, Multi-Max FA3, RESISTA or LRFIA or SECUROCK Gypsum-Fiber Roof Board, min. LRFIA or
G122 1 concrete None | Utra-Max or min. L-inch ;gfi':éﬁ?'c 0.5-inch SECUROCK Cement Roof Board or ;gfi':c(s?’c None None FRA-FBE 262>
Styrofoam Brand Roofmate, " | min. 7/16-inch DEXcell Cement Roof Board e
Highload 60 or Plazamate
Structural Min. 1.5-inch Trisotech, Trisotech tEE:iI(BG) Min. 0.25-inch DensDeck Prime, SECUROCK tEE:Q(BG)
C-123. None G, Trisotech CGF or EnergyGuard " | Gypsum Fiber Roof Board, or min. 7/16- ! None None FB4-FBWB -270.0
concrete R . or PSFA, . PSFA, 12-
Polyiso Insulation . inch DEXcell Cement Roof Board .
12-inch o.c. inch o.c.
(Optional) Min. 0.5-inch Trisotech
Structural Sh; Eﬁjﬂlcﬁzx TFT;tg‘E:i;/A o | LRFIAOr | Min. 0.25-inch SECUROCK Gypsum-Fiber | LRFIA or
C-124. None ! . - LRFIA(BG), Roof Board or min. 7/16-inch DEXcell LRFIA(BG), None None FB4-FBWB -285.0
concrete Ultra-Max or min. 1-inch . .
12-inch o.c. | Cement Roof Board 12-inch o.c.
Styrofoam Brand Roofmate,
Highload 60 or Plazamate
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NEMO |cert. ISO/IEC 17065 PCA-145
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
SEE 3.1.5 FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Primer Attach : Attach MDP
No. 4.1.2 T T B PI Pl Cap PI sf
1812} o= (3.1.3) L= (3.1.3) sl Y Sl {psf)
Structural '(rcr)izzsen::)crg::n;,::rlzzthZEOteCh G LRFIA or Min. 0.5-inch DensDeck Prime or LRFIA or
C-125. None X LRFIA(BG), SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), None None FB4-FBWB -82.5
concrete followed by R-50 Insulation 6-inch o.c min. 7/16-inch DEXcell Cement Roof Board 6-inch o.c
Systems “RICH-E-BOARD” - ’ -
(Optional) Min. 0.5-inch Trisotech
G, Trisotech CGF, Trisotech, H-
! ! ! LRFIA or LRFIA or
| Shield, Multi-Max FA3, RESISTA Min. 0.25-inch SECUROCK -Fi
c-126, | Dtructura None e 0 VT TS o | |RriA(Bg), | Min:0-25-inch SECUROCK Gypsum-Fiber |\ pein(pg), | None None FB4-FBWB -465.0
concrete Ultra-Max or min. 1-inch 6-inch o.c Roof Board 6-inch o.c
Styrofoam Brand Roofmate, e e
Highload 60 or Plazamate
Structural ?S/I\;:st?nisl:_lltr::? Rs(::cfo;iCrg or min LRFIA or
C-127. concrete None 7/16-inch DEXcell Cement Roof LR.FIA(BG), None N/A None None FB4-FBWB -1115.0
6-inch o.c.
Board
(Optional) Min. 0.5-inch Trisotech Min. 0.25-inch SECUROCK Gypsum-Fiber
C-128. Structural None G or Trisotech CGF .PSFA' 12 Roof Board or min. 7/16-inch DEXcell ,PSFA’ 12 None None FB4-FBWB -180.0
concrete inch o.c. inch o.c.
Cement Roof Board
. . . . Min. 0.25-inch DensDeck Prime or
C-129. i:;?cc::tr:l None (GO(;)):I_trJrr;:(l))thné((J;.?-Inch Trisotech IF;S;A(’J lcz- SECUROCK Gypsum-Fiber Roof Board or ;S;A(’) 1CZ- None None FB4-FBWB -262.5
o min. 7/16-inch DEXcell Cement Roof Board o
c13p, | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | i 6 55 ich pensDeck Prime PSFA, 12- 1 None None FB4-FBWB 2025
concrete G, or Trisotech CGF inch o.c. inch o.c.
. . . . Min. 0.25-inch SECUROCK Gypsum-Fiber
c13p, | Structural None (Optional) Min. 0.5-inch Trisotech | PSFA, 12- | g 5024 o min. 7/16-inch DEXcell PSFA, 12- 1 None None FB4-FBWB -285.0
concrete G or Trisotech CGF inch o.c. inch o.c.
Cement Roof Board
. . . . Min. 0.25-inch SECUROCK Gypsum-Fiber
C-132. Structural None (Optlor?al) Min. 0.5-inch Trisotech .PSFA’ 6 Roof Board or min. 7/16-inch DEXcell ,PSFA’ 6 None None FB4-FBWB -465.0
concrete G or Trisotech CGF inch o.c. inch o.c.
Cement Roof Board
C-133. Structural None Min. 0.25-inch DensDeck Prime .PSFA' & None N/A None None FB4-FBWB -270.0
concrete inch o.c.
Min. 0.25-inch SECUROCK
Structural Gypsum-Fiber Roof Board or min. PSFA, 6-
S concrete None 7/16-inch DEXcell Cement Roof inch o.c. None N/A None None FBA-FBWB -1115.0
Board
Structural Min. 1.5-inch Trisotech, Trisotech tii:ﬁl(BG) Min. 0.25-inch DensDeck Prime, SECUROCK tii:ﬁ’(BG)
C-135. None G, Trisotech CGF or EnergyGuard ! Gypsum Fiber Roof Board, or min. 7/16- ! None None FB4-FBWB -270.0
concrete . . or PSFA, . PSFA, 12-
Polyiso Insulation . inch DEXcell Cement Roof Board .
12-inch o.c. inch o.c.
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT Tremco CPG Inc.

IAS

ACCREDITED
Pruduct Cerlilcalior

NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21

Page 189 of 224

Report No.:
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TABLE 38: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
Insulation Layer (3.1.2, 4.2.3) Roof Cover
System Deck (4.1.2 Fast Spaci Lap Width Row Spaci Seam Weld or
(4.1.2) astener Spacing ap Wi ow Spacing eam We|
No. 2. sf;
Type Attach Membrane Fastener (4.2.3) (inch 0.c.) (inch) (inch 0.c.) (inch) (psf)
Structural Min. 1.5-inch, one Prelim OMG CD-10 with OMG 2” Barbed Plastic Seam Plate
C-136. concrete or mqre Iéyers, Y| Attached TPA or OMG 2 in. Barbed Seam Plate 6 6 2 2 -45.0
combination
Min. 1.5-inch, one
Structural ! Prelim. Tremco #1410 Fastener or OMG CD-10 with OMG
-137. | 3 A . -45,
¢137 concrete or mqre ?yers any Attached TPA 2-3/8 in. XHD Barbed Seam Plate 12 > 3 15 45.0
combination
) ) OMG CD-10 with OMG 2” Barbed Plastic Seam Plate
Structural Min. 1.5-inch, one Prelim or OMG 2 in. Barbed Seam Plate applied through
C-138. or more layers, any ' TPA : ' >eam Flate applied AToUsn. 6 2 % 2 -45.0
concrete - Attached the roof cover. A 6-inch wide strip of membrane is
combination
then heat-welded over the fastener rows.
Min. 1.5-inch, one
Structural ! Prelim. Tremco #1410 Fastener or OMG CD-10 with OMG
ik concrete or mqre I:f\yers, any Attached TPA 2-3/4 in. Super XHD Barbed Seam Plate 12 6 114 2 450
combination
Min. 1.5-inch, one
Structural ! Prelim. Tremco #1410 Fastener or OMG CD-10 with OMG
c-140. concrete or more Iéyers, aY | Attached TPA 2-3/8 in. XHD Barbed Seam Plate 6 > 3 15 -60.0
combination
TABLE 3c: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
System Roof Cover (3.1.4) MDP
Deck (4.1.2) Primer o
No. Base Ply Ply Cap Ply (psf)*
C-141. Structural concrete ASTM D41 None None FB1-HA -45.0
C-142. Structural concrete ASTM D41 None None FB3-TPABA -45.0
C-143. Structural concrete TREMprime WB Primer BP-CA6 or SBS-CA6 (Optional) BP-CA6 or SBS-CA6 FB5-TLRA, 4-inch o.c. or FB7-PSFA, spatter -372.5
C-144. Structural concrete None None None FB3-TPABA -802.5
C-145. Structural concrete None None None FB5-TLRA, 4-inch o.c. or FB7-PSFA, spatter -802.5
C-146. Structural concrete None BP-CAS or SBS-CAS (Optional) BP-CA5 or SBS-CA5 FB5-TLRA, 4-inch o.c. or FB7-PSFA, spatter -802.5
C-147. Structural concrete AlphaGuard C-Prime None None FB6-PEBATF -802.5
C-148. Structural concrete None BP-CAS5 or SBS-CAS5 (Optional) BP-CAS or SBS-CAS FB6-PEBATF -802.5
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NEMOIcert. ISO/IEC 17065 PCA-145
TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck . . L MDP
No 4.1.2 Lightweight Concrete (3.1.2) Tvoe Attach Type Attach Base Pl pI Cap PI of
: (a.1.2) b (3.1.3) L (3.1.3) v Y i {psf)
CELCORE:
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
N;m'tzze B Pre-existent (re-roof only), min. 2-inch
ér;dzelo | thick, min. 350 psi cellular lightweight (Optional) Min. 1.5-inch LRFIA or Min. 0.25-inch DensDeck Prime or | LRFIA or BB1-TPABA
LWC-1. steel or concrete. Trisotech G, Trisotech LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), None None or BB2- -52.5
structural Repair LWC spalls with Celcore SBS CGF or Trisotech 12-inch o.c. | Board 12-inch o.c. TPALV
(Sanded Bonding Surface)
concrete
Min. 22 (Optional) Min. 2.0-inch Min. 0.5-inch DensDeck Prime or BB1-TPABA
LWC-2. ga., type Mm' 50.0 pst pre-e&stent cellular Trisotech, Trisotech G !'RHA' & SECUROCK Gypsum-Fiber Roof !'RFIA’ &- None None or BB2- -82.5
BV, Grade lightweight insulating concrete . inch o.c. inch o.c.
or Trisotech CGF Board TPALV
40 steel
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch Min. 0.25-inch DensDeck Prime or BB1-TPABA
| s X ; : LRFIA, 12- ) LRFIA, 12-
LWC-3. iz)r:cc::t? Rheology Modifying Admixture; Trisotech G, Trisotech inch o.c SECUROCK Gypsum-Fiber Roof inch o.c None None or BB2- -90.0
treated with Celcore PVA Curing CGF or Trisotech - Board e TPALV
Compound
Min. 300 psi, min. 2-inch thick Celcore . .
PR MF Cellular Concrete with Celcore HS gﬂel:sg:cirrclr:e or LRFIA(BG) BB1-TPABA
LWC-4. Rheology Modifying Admixture; . ! None N/A None None or BB2- -210.0
concrete X . SECUROCK Gypsum- 12-inch o.c.
treated with Celcore PVA Curing . TPALV
Fiber Roof Board
Compound
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech Min. 0.25-inch DensDeck Prime or BB1-TPABA
LWC-5. i:;:f::tfl Rheology Modifying Admixture; G, Trisotech CGF or IiZF::‘C(Ei)’C SECUROCK Gypsum-Fiber Roof ;';Filr/;\c(:?’c None None or BB2- -240.0
treated with Celcore PVA Curing Trisotech " | Board o TPALV
Compound
. . . (Optional) Min. 2.0-inch Min. 0.5-inch DensDeck Prime or BB1-TPABA
LWC-6. i:;:f::tfl :\I/“r?t\jgp ::;hz;elea:i):sf:rtmccreellzlar Trisotech, Trisotech G :-:CFP:': S SECUROCK Gypsum-Fiber Roof :':Ci:/?)’ S None None or BB2- -277.5
e J e or Trisotech CGF o Board - TPALV
TPA FB IN HOT ASPHALT OR THERMASTIC:
Min. 22 (Optional) Min. 2.0-inch Min. 0.5-inch DensDeck Prime or
LWC-7. ga., type Mm' 50.0 Psl, pre—eIX|stent cellular Trisotech, Trisotech G !'RHA’ & SECUROCK Gypsum-Fiber Roof !'RFIA’ & None None FBL-HA or -82.5
BV, Grade lightweight insulating concrete . inch o.c. inch o.c. FB2-THERM
or Trisotech CGF Board
40 steel
m'pntiﬁﬂff I(Z2:1I2re%celr\1/\c/|}jc;}zilgl(cgileca;e (Optional) Min. 1.5-inch Min. 0.5-inch DensDeck or
Structural o . .p - LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- FB1-HA or
LWC-8. Rheology Modifying Admixture; Trisotech G, Trisotech . . . . None None -90.0
concrete . . . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. FB2-THERM
treated with Celcore PVA Curing CGF or Trisotech
Cement Roof Board
Compound
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Lightweight Concrete (3.1.2) Attach : Attach MDP
No. (4.1.2) = (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch
LWC-9. igr:f::t?l Rheology Modifying Admixture; Trisotech G, Trisotech Iigil:c(ﬁi)’c Min. 0.5-inch DensDeck lizilr’?(f:?,c None None Eg;:?:E%rM -120.0
treated with Celcore PVA Curing CGF or Trisotech e -
Compound
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch Min. 0.5-inch SECUROCK Gypsum-
LWC-10. i:)rr:'lccrt:tfl Rheology Modifying Admixture; Trisotech G, Trisotech Iizfll:c(ﬁi)lc Fiber Roof Board or min. 7/16- lizfllrf\c(f??’c None None IEE;:'II-"I:?E(EM -180.0
treated with Celcore PVA Curing CGF or Trisotech " | inch DEXcell Cement Roof Board o
Compound
Min. 300 psi, min. 2-inch thick Celcore M.m. 0.125.—|nch TremBoard.AC, (Optional)
MEF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch min. 0.25-inch DensDeck Prime or BP-AA, SBS- BP-AA,
Structural . . .p - LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- ! SBS-AA, FB1-HA or
LWC-11. Rheology Modifying Admixture; Trisotech G, Trisotech . . . . AA, BP-SEBS -90.0
concrete X . . inch o.c. Board, min. 0.5-inch SECUROCK inch o.c. BP-SEBS FB2-THERM
treated with Celcore PVA Curing CGF or Trisotech . or SBS-SEBS
c d Cement Roof Board or min. 7/16- or SBS-
ompoun inch DEXcell Cement Roof Board SEBS
Min. 300 psi, min. 2-inch thick Celcore gOP;_):znal)
Structural MF Cellular Cohcrete wnh Celcore HS (O'pt|onal) Mln: 1.5-inch LRFIA(BG), . . LRFIA(BG), BP-AA, SBS- SBS-AA, FB1-HA or
LWC-12. concrete Rheology Modifying Admixture; Trisotech G, Trisotech 12-inch o.c Min. 0.5-inch DensDeck 12-inch o.c AA, BP-SEBS BP-SEBS FB2-THERM -120.0
treated with Celcore PVA Curing CGF or Trisotech e " | orSBS-SEBS or SBS-
Compound SEBS
Min. 300 psi, min. 2-inch thick Celcore g’_’:znal)
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech BP-AA, SBS- t
LWC-13. structural Rheology Modifying Admixture; G, Trisotech CGF or LRF_IA(BG)’ Min. 0.125-inch TremBoard AC LRF,IA(BG)’ AA, BP-SEBS SBS-AA, FB1-HA or -165.0
concrete . . . 12-inch o.c. 12-inch o.c. BP-SEBS FB2-THERM
treated with Celcore PVA Curing Trisotech or SBS-SEBS or SBS-
Compound SEBS
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-inch SECUROCK
MF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch Gypsum-Fiber Roof Board, min. (Optional)
LWC-14. ig‘:cc::trjl Rheology Modifying Admixture; Trisotech G, Trisotech Iigil:c(si)lc 0.5-inch SECUROCK Cement Roof lizilr?c(:?,c SgséAAAor BP-AA or IE:;-?:ECI);M -180.0
treated with Celcore PVA Curing CGF or Trisotech " | Board or min. 7/16-inch DEXcell o SBS-AA
Compound Cement Roof Board
Min. 0.25-inch
Min. 300 psi, min. 2-inch thick Celcore | ensDeck Prime or
. SECUROCK Gypsum- .
structural | MIF Cellular Concrete with Celcore HS | by o0 cgoard min. | LRFIA(BG) BP-SEBS (Optional)
LWC-15. Rheology Modifying Admixture; A ' ’ . ! None N/A ! BP-SEBS, FB2-THERM | -210.0
concrete . . 0.5-inch SECUROCK 12-inch o.c. SBS-SEBS
treated with Celcore PVA Curing SBS-SEBS
Compound Cement Roof Board or
P min. 7/16-inch DEXcell
Cement Roof Board
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck . . L MDP
No 4.1.2 Lightweight Concrete (3.1.2) Tvoe Attach Type Attach Base Pl pI Cap PI of
: (a.1.2) b (3.1.3) L (3.1.3) v Y i {psf)
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-inch DensDeck Prime or
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech SECUROCK Gypsum-Fiber Roof (Optional)
LWC-16. i:::::tf' Rheology Modifying Admixture; G, Trisotech CGF or ;F;Fi':c(ﬁ?’c Board, min. 0.5-inch SECUROCK ;y::c(g ?c nggs;'s BP-SEBS, | FB2-THERM | -240.0
treated with Celcore PVA Curing Trisotech " | Cement Roof Board or min. 7/16- o SBS-SEBS
Compound inch DEXcell Cement Roof Board
Structural | Min. 500 psi, pre-existent cellular (Optional) Min. 2.0-inch | o) o Min. 7/16-inch DEXcell Cement | LRFIA, 6- FB1-HA or
LWC-17. X L . Trisotech, Trisotech G X . None None -277.5
concrete lightweight insulating concrete . inch o.c. Roof Board inch o.c. FB2-THERM
or Trisotech CGF
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Min. 22
Pre-existent (re-roof only), min. 2-inch . . .
. B . X . . . . . . Min. 0.25-inch DensDeck P
é:dtgl% | thick, min. 350 psi cellular lightweight (Optional) Min. 1.5-inch LRFIA or SEIQU(I;O(SZK“:; sjr?qs-F;at)cer thl,r:;fe or LRFIA or FB3-TPABA
LWC-18. steel or concrete. Trisotech G, Trisotech LRFIA(BG), Board or minw;/16-inch DEXcell LRFIA(BG), None None or FB4- -52.5
Repair LWC spalls with Celcore SBS CGF or Trisotech 12-inch o.c. ’ 12-inch o.c. FBWB
structural A Cement Roof Board
(Sanded Bonding Surface)
concrete
Min. 22 . . . Min. 0.5-inch DensDeck Prime or
ga., type Min. 500 psi, pre-existent cellular (O'ptlonal) M,m' 2.0-inch LRFIA, 6- SECUROCK Gypsum-Fiber Roof LRFIA, 6- FB3-TPABA
LWC-19. X L . Trisotech, Trisotech G X . . . None None or FB4- -82.5
BV, Grade lightweight insulating concrete ) inch o.c. Board or min. 7/16-inch DEXcell inch o.c.
or Trisotech CGF FBWB
40 steel Cement Roof Board
'\M/lLnézﬁl?lgflé:&l:r-ei_elrx?t;rgzll(cgfécgge (Optional) Min. 1.5-inch Min. 0.25-inch DensDeck Prime or
twe-20. | Structural | gy e ology Modifying Admixture; Trisotech G, Trisotech | -RFA 12- | SECUROCK Gypsum-Fiber Roof LRFIA, 12= 1 None None FB3-TPABA | -90.0
concrete . . . inch o.c. Board or min. 7/16-inch DEXcell inch o.c.
treated with Celcore PVA Curing CGF or Trisotech
Cement Roof Board
Compound
Min. 300 psi, min. 2-inch thick Celcore | M- 0-25-inch
MF Cellular Concrete with Celcore HS DensDeck Prime or
LWC-21. Structural Rheology Modifying Admixture; SFCUROCK Gypsum- LRF_IA(BG)’ None N/A None None FB3-TPABA -210.0
concrete . . Fiber Roof Board or 12-inch o.c.
treated with Celcore PVA Curing K R
Compound min. 7/16-inch DEXcell
pou Cement Roof Board
mLntzﬁl?l::titr)r:gei_elrx;;}z;g'rcgicage Min. 1.5-inch Trisotech Min. 0.25-inch DensDeck Prime or
LWC-22. Structural Rheology Modifying Admixture; G, Trisotech CGF or LRF.lA(BG)' SECUROCK .Gypsuijlber Roof LRF,IA(BG)’ None None FB3-TPABA -240.0
concrete . . . 12-inch o.c. | Board or min. 7/16-inch DEXcell 12-inch o.c.
treated with Celcore PVA Curing Trisotech
Cement Roof Board
Compound
. . . Min. 0.5-inch DensDeck Prime or
Structural Min. 500 psi, pre-existent cellular (O.ptlonal) M.m' 2.0-inch LRFIA, 6- SECUROCK Gypsum-Fiber Roof LRFIA, 6- FB3-TPABA
LWC-23. X . X A Trisotech, Trisotech G X . . . None None or FB4- -277.5
concrete lightweight insulating concrete . inch o.c. Board or min. 7/16-inch DEXcell inch o.c.
or Trisotech CGF FBWB
Cement Roof Board

TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck . . L MDP
No 4.1.2 Lightweight Concrete (3.1.2) Tvoe Attach Type Attach Base Pl pI Cap PI of
: (a.1.2) b (3.1.3) L (3.1.3) v Y i {psf)
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech LRFIA or . . LRFIA or -37.5
LWC-24. i:::::tf' Rheology Modifying Admixture; G, Trisotech CGF or LRFIA(BG), I(r?sztl;ot?;p additional layer(s) base | | pcir(pG) | None None ig‘r’i'nTcLhRé’c (NO
treated with Celcore PVA Curing Trisotech 12-inch o.c. 12-inch o.c. - HVHZ)
Compound
Min. 300 psi, min. 2-inch thick Celcore
Structural MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or | LRFIA or FB5-TLRA -30.0
LWC-25. concrete Rheology Modifying Admixture; G, Trisotech CGF or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), None None 12-inch o’c (NO
treated with Celcore PVA Curing Trisotech 12-inch o.c. | Board 12-inch o.c. " HVHZ)
Compound
Min. 300 psi, min. 2-inch thick Celcore
Structural MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or | LRFIA or FB5-TLRA
LWC-26. concrete Rheology Modifying Admixture; G, Trisotech CGF or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), None None 6-inch o c’ -75.0
treated with Celcore PVA Curing Trisotech 12-inch o.c. | Board 12-inch o.c. -
Compound
Min. 22 (Optional) Min. 2.0-inch Min. 0.5-inch DensDeck Prime or
LWC-27. ga., type Mln. 509 p5|., pre-gxwtent cellular Trisotech, Trisotech G !_RFIA, 6- SECUROCK .Gypsuijlber Roof !.RFIA, 6- None None FB7-PSFA, 825
BV, Grade lightweight insulating concrete . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. spatter
or Trisotech CGF
40 steel Cement Roof Board
M Gellular Concrete with Celoore 1S, | (Optional) M, 1.5-nch Min. 0.25-inch DensDeck Prime or winchoc
Structural . . P S LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- -
LWC-28. Rheology Modifying Admixture; Trisotech G, Trisotech X . . . None None or FB7- -90.0
concrete X . . inch o.c. Board or min. 7/16-inch DEXcell inch o.c.
treated with Celcore PVA Curing CGF or Trisotech PSFA,
Cement Roof Board
Compound spatter
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-|nc'h FB5-TLRA,
MF Cellular Concrete with Celcore HS DensDeck Prime or 4-inch o.c
LWC-29. Structural Rheology Modifying Admixture; SFCUROCK Gypsum- LRF_IA(BG)’ None N/A None None or FB7- -210.0
concrete . . Fiber Roof Board or 12-inch o.c.
treated with Celcore PVA Curing K . PSFA,
Compound min. 7/16-inch DEXcell spatter
pou Cement Roof Board P
mLntzﬁl?l::titr)r:gei_elrx;;}z;g'rcgicage Min. 1.5-inch Trisotech Min. 0.25-inch DensDeck Prime or Z-Bli_c-:\L:A;,
Structural . . " LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), -
LWC-30. Rheology Modifying Admixture; G, Trisotech CGF or . . . X None None or FB7- -240.0
concrete . . . 12-inch o.c. | Board or min. 7/16-inch DEXcell 12-inch o.c.
treated with Celcore PVA Curing Trisotech PSFA,
Cement Roof Board
Compound spatter
. . . Min. 0.5-inch DensDeck Prime or
Structural | Min. 500 psi, pre-existent cellular (Optional) Min. 2.0-inch | o, ¢ SECUROCK Gypsum-Fiber Roof LRFIA, 6- FB7-PSFA,
LWC-31. X . . Trisotech, Trisotech G X . . . None None -277.5
concrete lightweight insulating concrete . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. spatter
or Trisotech CGF
Cement Roof Board
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Lightweight Concrete (3.1.2) Attach : Attach MDP
No. (4.1.2) = (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 300 psi, min. 2-inch thick Celcore FB5-TLRA,
MF Cellular Concrete with Celcore HS ) ) (Optional) | 4-inch o.c.
LWC-32. if)rr:’;t:tfl Rheology Modifying Admixture; x;nr;]g'::jj":éh iL:cFr:/Z :2' None N/A Sg:é:sor BP-CAS or | or FB7- -90.0
treated with Celcore PVA Curing - SBS-CA5 PSFA,
Compound spatter
Min. 300 psi, min. 2-inch thick Celcore FB5-TLRA,
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech (Optional) | 4-incho.c.
LWC-33. i:)rr:'lccrt:tfl Rheology Modifying Admixture; G, Trisotech CGF or Iizfll:c(ﬁi)lc Min. 0.125-inch TremBoard AC lizfllrf\c(f??’c Sg;(.:é:sor BP-CAS or | or FB7- -165.0
treated with Celcore PVA Curing Trisotech o o SBS-CA5 PSFA,
Compound spatter
Min. 0.25-inch
Min. 300 psi, min. 2-inch thick Celcore DensDeck Prime or FB5-TLRA,
. SECUROCK Gypsum- ) ;
MF Cellular Concrete with Celcore HS . . (Optional) | 4-inch o.c.
Structural . . Fiber Roof Board, min. LRFIA(BG), BP-CAS or
LWC-34. Rheology Modifying Admixture; R . None N/A BP-CA5 or | or FB7- -210.0
concrete . . 0.5-inch SECUROCK 12-inch o.c. SBS-CA5
treated with Celcore PVA Curing SBS-CA5 PSFA,
Compound Cement Roof Board or soatter
pou min. 7/16-inch DEXcell P
Cement Roof Board
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-inch DensDeck Prime or FB5-TLRA,
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech SECUROCK Gypsum-Fiber Roof (Optional) | 4-inch o.c.
LWC-35., ig:ccrt:tre"’" Rheology Modifying Admixture; G, Trisotech CGF or ;F;i':c(ﬁi)'c Board, min. 0.5-inch SECUROCK izi':c(:?’c Sg:é:;’r BP-CAS or | or FB7- -240.0
treated with Celcore PVA Curing Trisotech " | Cement Roof Board or min. 7/16- o SBS-CA5 PSFA,
Compound inch DEXcell Cement Roof Board spatter
Min. 300 psi, min. 2-inch thick Celcore FB5-TLRA,
Structural MF Cellular Co.nc.rete wnh Celcore HS Min. 0.125-inch LRFIA, 12- BP-CA6 or (Optional) | 4-incho.c.
LWC-36. concrete Rheology Modifying Admixture; TremBoard AC inch o.c None N/A SBS-CAG BP-CA6 or | orFB7- -90.0
treated with Celcore PVA Curing - SBS-CA6 PSFA,
Compound spatter
Min. 300 psi, min. 2-inch thick Celcore FB5-TLRA,
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech (Optional) | 4-inch o.c.
LWC-37. ig‘:cc::trjl Rheology Modifying Admixture; G, Trisotech CGF or Iigil:c(si)lc Min. 0.125-inch TremBoard AC lizilr?c(:?,c Sgs(_:éfeor BP-CA6 or | or FB7- -165.0
treated with Celcore PVA Curing Trisotech o o SBS-CA6 PSFA,
Compound spatter
Min. 0.25-inch
Min. 300 psi, min. 2-inch thick Celcore | DensDeck Prime or FBS-TLRA,
. SECUROCK Gypsum- ) ;
MF Cellular Concrete with Celcore HS . . (Optional) | 4-inch o.c.
Structural . . Fiber Roof Board, min. LRFIA(BG), BP-CAG6 or
LWC-38. Rheology Modifying Admixture; K . None N/A BP-CA6 or | or FB7- -210.0
concrete . . 0.5-inch SECUROCK 12-inch o.c. SBS-CA6
treated with Celcore PVA Curing SBS-CA6 PSFA,
Compound Cement Roof Board or spatter
P min. 7/16-inch DEXcell P
Cement Roof Board
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NEMOIcert. ISO/IEC 17065 PCA-145
TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Lightweight Concrete (3.1.2) Attach : Attach MDP
No. (4.1.2) = (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-inch DensDeck Prime or FB5-TLRA,
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech SECUROCK Gypsum-Fiber Roof (Optional) | 4-inch o.c.
LWC-39. i:::::tf' Rheology Modifying Admixture; G, Trisotech CGF or tgfi':c(ﬁ?’c Board, min. 0.5-inch SECUROCK ;2:‘:!5 ?c Sg:é&or BP-CA6 or | or FB7- -240.0
treated with Celcore PVA Curing Trisotech " | Cement Roof Board or min. 7/16- o SBS-CA6 PSFA,
Compound inch DEXcell Cement Roof Board spatter
Min. 300 psi, min. 2-inch thick Celcore :252'r?;;ob”azs(fi‘:]ts'jlgi:z):dd't'ona' FBS-TLRA,
Structural MF Cellular Concrete Wlth Celcore HS (O.ptlonal) Mm.' 1.5-inch LRFIA, 12- Coverboard: Min. 0.25-inch LRFIA, 12- rlbbons 4
LWC-40. Rheology Modifying Admixture; Trisotech G, Trisotech X - . SBS-TA None inch o.c. or -90.0
concrete . . . inch o.c. SECUROCK Gypsum-Fiber Roof inch o.c.
treated with Celcore PVA Curing CGF or Trisotech . . FB7-PSFA,
Compound Board or min. 7/16-inch DEXcell spatter
P Cement Roof Board P
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 22 (Optional) Min. 2.0-inch Min. 0.5-inch DensDeck Prime or
LWC-41. ga., type Mln. 509 p5|., pre-eIX|stent cellular Trisotech, Trisotech G !.RFIA, 6- SECUROCK .Gypsuijlber Roof !.RFIA, 6- None None FB6- 825
BV, Grade lightweight insulating concrete . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. PEBATF
or Trisotech CGF
40 steel Cement Roof Board
. . . Min. 0.5-inch DensDeck Prime or
Structural | Min. 500 psi, pre-existent cellular (Optional) Min. 2.0-inch | o\ ¢ SECUROCK Gypsum-Fiber Roof LRFIA, 6- FB6-
LWC-42. X . . Trisotech, Trisotech G . . . . None None -277.5
concrete lightweight insulating concrete . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. PEBATF
or Trisotech CGF
Cement Roof Board
m::n&::ﬁglsflég::r.ezt-elrxirl;rgzll(ciica;e (Optional) Min. 1.5-inch Min. 0.25-inch DensDeck Prime or
Structural e . 'p S LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- FB6-
LWC-43. Rheology Modifying Admixture; Trisotech G, Trisotech X . . . None None -90.0
concrete X . . inch o.c. Board or min. 7/16-inch DEXcell inch o.c. PEBATF
treated with Celcore PVA Curing CGF or Trisotech
Cement Roof Board
Compound
Min. 300 psi, min. 2-inch thick Celcore | M- 0-25-inch
MF Cellular Concrete with Celcore HS DensDeck Prime or
LWC-44. Structural Rheology Modifying Admixture; SFCUROCK Gypsum- LRF_IA(BG)’ None N/A None None FBe- -210.0
concrete . . Fiber Roof Board or 12-inch o.c. PEBATF
treated with Celcore PVA Curing K R
Compound min. 7/16-inch DEXcell
P Cement Roof Board
mLntzﬁl?l::titr)r:gei_elrx;;}z;g'rcgicage Min. 1.5-inch Trisotech Min. 0.25-inch DensDeck Prime or
Structural e . " LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), FB6-
LWC-45. Rheology Modifying Admixture; G, Trisotech CGF or . . . X None None -240.0
concrete . . . 12-inch o.c. | Board or min. 7/16-inch DEXcell 12-inch o.c. PEBATF
treated with Celcore PVA Curing Trisotech
Cement Roof Board
Compound
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Lightweight Concrete (3.1.2) Attach : Attach MDP
No. (4.1.2) = (psf)
Type 3.1.3 Type 3.13 Base Ply Ply Cap Ply
Min. 300 psi, min. 2-inch thick Celcore M.m. O.12§-|nch TremBoard.AC or
MF Cellular Concrete with Celcore HS (Optional) Min. 1.5-inch min. 0.25-inch DensDeck Prime or (Optional)
Structural o ) .p - LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- BP-CAS or P FB6-
LWC-46. Rheology Modifying Admixture; Trisotech G, Trisotech . . . . BP-CAS or -90.0
concrete . . . inch o.c. Board, min. 0.5-inch SECUROCK inch o.c. SBS-CA5 PEBATF
treated with Celcore PVA Curing CGF or Trisotech ) SBS-CA5
Compound Cement Roof Board or min. 7/16-
ompou inch DEXcell Cement Roof Board
Min. 300 psi, min. 2-inch thick Celcore
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech (Optional)
LWC-47. ig:ccrt:t':' Rheology Modifying Admixture; G, Trisotech CGF or ;';i':c(ﬁi)'c Min. 0.125-inch TremBoard AC isi':c(ﬁ?‘c Sg:é:;’r BP-CAS or | 120 -165.0
treated with Celcore PVA Curing Trisotech e o SBS-CA5
Compound
Min. 0.25-inch
Min. 300 psi, min. 2-inch thick Celcore DensDeck Prime or
MF Cellular Concrete with Celcore HS SECUROCK Gypsum- (Optional)
LWC-48 Structural Rheology Modifving Admixture: Fiber Roof Board, min. LRFIA(BG), None N/A BP-CAS or BP-CAS or FB6- 2100
" | concrete gy Vioatying e 0.5-inch SECUROCK 12-inch o.c. SBS-CAS PEBATF :
treated with Celcore PVA Curing SBS-CA5
Compound Cement Roof Board or
pou min. 7/16-inch DEXcell
Cement Roof Board
Min. 300 psi, min. 2-inch thick Celcore Min. 0.25-inch DensDeck Prime or
MF Cellular Concrete with Celcore HS Min. 1.5-inch Trisotech SECUROCK Gypsum-Fiber Roof (Optional)
LWC-49. iz?cc::tr:l Rheology Modifying Admixture; G, Trisotech CGF or Iiz:':‘c(si)’c Board, min. 0.5-inch SECUROCK li';fllr?c(:?'c Sg:.:é:;r BP-CAS or EES-ATF -240.0
treated with Celcore PVA Curing Trisotech " | Cement Roof Board or min. 7/16- o SBS-CA5
Compound inch DEXcell Cement Roof Board
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.



https://www.iasonline.org/?post_type=ias_certificate&orderby=org&order=ASC&s=&global=&service=13573&keyword=&number=PCA-145&org=&city=&state=&country=&zip=&status=

NEMO EVALUATIONS REPORT

Tremco CPG Inc.

IAS

Report No.:  NER-TRM-002.R3 FL16425-R10
Revision 3: 2026-04-21 ACCREDITED
Pruchct Celif izl
Page 197 of 224 femy
NEMO |cert ISO/IEC 17065  PCA-145
TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (3.1.4)
Sys Deck Concrete Fast Barrier Attach MDP
astener ac|
No. (4.1.2) Type Attach Type Type Attach Base Pl Pl Cap PI (psf)
(3.1.2) e (4.2.3) (3.1.4) e (3.1.3) e v Y PrY
ELASTIZELL:
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Tremco 7-inch o.c. at Min. 1-inch Trisotech G, LREIA or
. Min. 370 psi, Min. BURmastic R 4-inch laps Trisotech CGF, Trisotech, Min. 0.5-inch
Min. 22 . . . Twin Loc- . . LRFIA(BG), . BB1-
2-inch thick, Composite . and 7-inch . EnergyGuard Polyiso . DensDeck Prime
ga., type Elastizell Range IlI Ply HT or Nail o.c. at two (Optional) Insulation, H-Shield, 1SO 95+ ~10.5-inch o.c. or 0.25-inch LRFIA or TPABA
LWC-50.| BV, Grade & v or Assembled | & BP-CAS5 or . o (ribbons shall be ; LRFIA(BG), | None None -45.0
Cellular Concrete BURmastic (2), equally GL, RESISTA, Multi-Max FA3, SECUROCK X or BB2-
40 steel; 6 . . Fastener SBS-CAS over anchor . 12-inch o.c.
with Zell-Crete Composite R ” spaced, Ultra-Max or Styrofoam Gypsum-Fiber TPALV
ft span . X (min. 1.8 . sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Roof Board
embed) rows)
center rows 60 or Plazamate
Tremco 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or
. Min. 430 psi, Min. BURmastic K 4-inch laps Trisotech CGF, Trisotech, - Min. 0.5-inch
Min. 22 . . R Twin Loc- . . LRFIA(BG), ~8- . BB1-
ga., type 2-inch thick, Composite Nail and 7-inch (Optional) EnergyGuard Polyiso inch o.c DensDeck Prime LRFIA or
M ; . . o .C. 250 TPABA
LWC-51.| BV, Grade Elastizell Range Ill Ply HTor‘ Assembled o.c. at three BP-CAS or Insulation, H Shle!d’ IS0 95+ (ribbons shall be or 0.25-inch LRFIA(BG), None None -60.0
Cellular Concrete BURmastic (3), equally GL, RESISTA, Multi-Max FA3, SECUROCK . or BB2-
80 steel; 6 K R Fastener SBS-CAS over anchor . 8-inch o.c.
with Zell-Crete Composite . ” spaced, Ultra-Max or Styrofoam Gypsum-Fiber TPALV
ft span X X (min. 1.8 . sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Roof Board
embed) rows)
center rows 60 or Plazamate
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Trem 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or
. Min. 370 psi, Min. BURmastic e' co 4-inch laps Trisotech CGF, Trisotech, ° Min. 0.5-inch
Min. 22 . . . Twin Loc- . . LRFIA(BG), .
2-inch thick, Composite . and 7-inch . EnergyGuard Polyiso . DensDeck Prime FB3-
83, WPe | P\ tizell Range lll | Ply HT or Nail o.c. at two (Optional) ||\ tion, H-Shield, 150 95+ | L0->incho.c. 1 oo inch LRFIA or TPABA or
LWC-52.| BV, Grade | - "Concrete | BURmastic Assembled | o) ally BP-CASOr | o\ RESISTA, Multi-Max FA3, | (TPbonsshallbe | cprpqey LRFIA(BG), | None None FB4- -45.0
40 steel; 6 K R Fastener SBS-CAS over anchor . 12-inch o.c.
with Zell-Crete Composite X " spaced, Ultra-Max or Styrofoam Gypsum-Fiber FBWB
ft span X X (min. 1.8 X sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Roof Board
embed) rows)
center rows 60 or Plazamate
Tremeo 7-inch o.c. at Min. 1-inch Trisotech G, LREIA or
. Min. 430 psi, Min. BURmastic K 4-inch laps Trisotech CGF, Trisotech, Min. 0.5-inch
Min. 22 X . i Twin Loc- . i LRFIA(BG), ~8- .
ga., type 2-inch thick, Composite Nail and 7-inch (Optional) EnergyGuard Polyiso inch o.c DensDeck Prime LREIA or FB3-
" Elastizell Range IlI Ply HT or o.c. at three Insulation, H-Shield, 1ISO 95+ S or 0.25-inch TPABA or
LWC-33.] BV, Grade | .\ lar Concrete | BURmastic Assembled |5y ually | BPEASOT | Gl RESISTA, Multi-Max Fa3, | (Tibons shallbe | oo ey LRFIA(BG), | None None FB4- -60.0
80 steel; 6 X i Fastener SBS-CAS over anchor . 8-inch o.c.
with Zell-Crete Composite K " spaced, Ultra-Max or Styrofoam Gypsum-Fiber FBWB
ft span . X (min. 1.8 . sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Roof Board
embed) rows)
center rows 60 or Plazamate
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (3.1.4)
Sys Deck Concrete Fast Barrier Attach MDP
astener ac|
No. (4.1.2) Type Attach Type Type Attach Base Pl Pl Cap PI (psf)
(3.12) ve (4.2.3) (3.14) e (3.13) e v v pHY
Min. 0.25-inch
DensDeck Prime,
DEXcell FA Glass
Tremco 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or Mat Roof Board
. Min. 370 psi, Min. BURmastic R 4-inch laps Trisotech CGF, Trisotech, or SECUROCK
Min. 22 . . R Twin Loc- . . LRFIA(BG), .
a. type 2-inch thick, Composite Nail and 7-inch (Optional) EnergyGuard Polyiso ~10.5-inch o.c Gypsum-Fiber LRFIA or (Optional)
ga., typ Elastizell Range IlI Ply HT or o.c. at two P Insulation, H-Shield, 1ISO 95+ " - Roof Board, min. BP-CAS or P FB6-
LWC-54.| BV, Grade . Assembled BP-CAS or ) (ribbons shall be ) LRFIA(BG), BP-CAS or -45.0
Cellular Concrete BURmastic (2), equally GL, RESISTA, Multi-Max FA3, 0.5-inch X SBS-CAS PEBATF
40 steel; 6 K R Fastener SBS-CAS over anchor 12-inch o.c. SBS-CAS
with Zell-Crete Composite . ” spaced, Ultra-Max or Styrofoam SECUROCK
ft span X X (min. 1.8 . sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Cement Roof
embed) rows) X
center rows 60 or Plazamate Board or min.
7/16-inch DEXcell
Cement Roof
Board
Min. 0.25-inch
DensDeck Prime,
DEXcell FA Glass
Tremco 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or Mat Roof Board
. Min. 430 psi, Min. BURmastic K 4-inch laps Trisotech CGF, Trisotech, or SECUROCK
Min. 22 X . R Twin Loc- . R LRFIA(BG), ~8- .
ga., type 2-inch thick, Composite Nail and 7-inch (Optional) EnergyGuard Polyiso inch o.c Gypsum-Fiber LRFIA or (Optional)
LWC-55.| BV, Grade Elastizell Range IlI Ply HT orA Assembled o.c. at three BP-CAS or Insulation, H—Shle!d, 1SO 95+ (ribbons shall be Roof Board, min. LRFIA(BG), BP-CAS or BP-CAS or FB6- -60.0
Cellular Concrete BURmastic (3), equally GL, RESISTA, Multi-Max FA3, 0.5-inch . SBS-CAS PEBATF
80 steel; 6 K R Fastener SBS-CAS over anchor 8-inch o.c. SBS-CAS
with Zell-Crete Composite K ” spaced, Ultra-Max or Styrofoam SECUROCK
ft span X X (min. 1.8 . sheet fastener
Fibers Ply Premium staggered Brand Roofmate, Highload Cement Roof
embed) rows) -
center rows 60 or Plazamate Board or min.
7/16-inch DEXcell
Cement Roof
Board
TPA FB IN HOT ASPHALT OR THERMASTIC 80:
Min. 0.25-inch
DensDeck Prime,
DEXcell FA Glass
Tremeo 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or Mat Roof Board
. Min. 370 psi, Min. BURmastic R 4-inch laps Trisotech CGF, Trisotech, or SECUROCK (Optional)
Min. 22 . . ; Twin Loc- . X LRFIA(BG), 3 BP-AA,
2-inch thick, Composite X and 7-inch . EnergyGuard Polyiso . Gypsum-Fiber BP-AA,
ga., type Rk Nail (Optional) . . ~10.5-inch o.c. . LRFIA or SBS-AA, FB1-HA or
Elastizell Range IlI Ply HT or o.c. at two Insulation, H-Shield, ISO 95+ K Roof Board, min. SBS-AA,
LWC-56.| BV, Grade . Assembled BP-CAS or ) (ribbons shall be ) LRFIA(BG), BP-SEBS FB2- -45.0
Cellular Concrete BURmastic (2), equally GL, RESISTA, Multi-Max FA3, 0.5-inch X BP-SEBS
40 steel; 6 K R Fastener SBS-CAS over anchor 12-inch o.c. or SBS- THERM
£t span with Zell-Crete Composite (min. 1.8 spaced, Ultra-Max or Styrofoam sheet fastener SECUROCK SEBS or SBS-
P Fibers Ply Premium T staggered Brand Roofmate, Highload Cement Roof SEBS
embed) rows) .
center rows 60 or Plazamate Board or min.
7/16-inch DEXcell
Cement Roof
Board
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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NEMOlcert. ISO/IEC 17065 PCA-145
TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE — NEW CONSTRUCTION oR REROOF (TEAR-OFF)
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (3.1.4)
Sys o Concrete Fast Barrier Attach MDA
astener ac|
No. (4.1.2) Type Attach Type Type Attach Base Pl Pl Cap Pl sf
(3.1.2) yp (4.2.3) (3.1.4) P (3.L3) YP y y pPly | (psf)
Min. 0.25-inch
DensDeck Prime,
DEXcell FA Glass
Tremco 7-inch o.c. at Min. 1-inch Trisotech G, LRFIA or Mat Roof Board
. Min. 430 psi, Min. BURmastic . 4-inch laps Trisotech CGF, Trisotech, or SECUROCK (Optional)
Min. 22 . . R Twin Loc- . i LRFIA(BG), ~8- . BP-AA,
2-inch thick, Composite R and 7-inch . EnergyGuard Polyiso . Gypsum-Fiber BP-AA,
ga., type R Nail (Optional) . R inch o.c. . LRFIA or SBS-AA, FB1-HA or
Elastizell Range IlI Ply HT or o.c. at three Insulation, H-Shield, 1SO 95+ ) Roof Board, min. SBS-AA,
LWC-57.| BV, Grade . Assembled BP-CAS5 or R (ribbons shall be . LRFIA(BG), BP-SEBS FB2- -60.0
Cellular Concrete BURmastic (3), equally GL, RESISTA, Multi-Max FA3, 0.5-inch R BP-SEBS
80 steel; 6 K R Fastener SBS-CAS over anchor 8-inch o.c. or SBS- THERM
£t span with Zell-Crete Composite (min. 1.8 spaced, Ultra-Max or Styrofoam sheet fastener SECUROCK SEBS or SBS-
P Fibers Ply Premium T staggered Brand Roofmate, Highload Cement Roof SEBS
embed) rows) X
center rows 60 or Plazamate Board or min.
7/16-inch DEXcell
Cement Roof
Board
PRE-EXISTENT CELLULAR LWC:
TPA FB IN HOT ASPHALT OR THERMAsTIC 80:
6-inch o.c. at .
Min. 22 Min. 360 psi. min \T/re”rf;sr 4-inch laps 0.25-inch BP-AA, (B?_’:X”al)
ga., type 2—inéh rep- ! : BURmastic Fastener & and 12-inch (Optional) Min. 1.5-inch Trisotech G, DensDeck Prime SBS-AA, SBS—A/,A FB1-HA or
B, Grade existen"z cellular Composite Plate: 2 o.c. at four BP-CA5 or | Trisotech, ISO 95+ GL, Multi- Hot asphalt or SECUROCK Hot asphalt BP-SEBS BP-SEBé FB2- -75.0
LWC-58.| 40steel; 5 Ply HT ! (4), equally SBS-CAS Max FA-3 Gypsum-Fiber or SBS- THERM
ft N LWIC. screws per spaced Roof Board SEBS or SBS-
spa plate* paced, oot Boa SEBS
center rows
Note: *To qualify the LWIC under this assembly, field withdrawal resistance testing (4.2.3) shall yield minimum 67 Ibf. Additional Versa-Fast Fastener within each Versa-Fast Plate may be utilized to produce minimum withdrawal
| resistance.
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P e MDP
No. (4.1.2) Type Type Base PI Pl Cap PI (psf)
b (3.13) b (3.13) g g .
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
LRFIA or LRFIA or
Min. 2-inch (Optional) Min. 1.5-inch Trisotech G, Min. 0.5-inch DensDeck Prime or BB1-TPABA or
CWF-1. Tectum | Plank Trisotech CGF or Trisotech !'RFIA(BG)’ 6 SECUROCK Gypsum-Fiber Roof Board .LRFIA(BG)’ 6 None None BB2-TPALV -112.5
inch o.c. inch o.c.
LRFIA or LRFIA or
Min. 2-inch Min. 0.5-inch Trisotech G, Trisotech CGF or Min. 0.25-inch DensDeck Prime or BB1-TPABA or
CWF2- | Tectum IPlank | Trisotech LRFIA(BG), 4- | ot cUROCK Gypsum-Fiber Roof Board | -R A(BG), 4- | None None BB2-TPALV 2225
inch o.c. inch o.c.
LRFIA or
Min. 2-inch Min. 0.25-inch DensDeck Prime or BB1-TPABA or
CWF3. | Tectum IPlank | SECUROCK Gypsum-Fiber Roof Board iL:cFr:/Z(?:G)' 4| None N/A None None BB2-TPALV 3035
CWE-4 Min. 2-inch (Optional) Min. 1.5-inch Trisotech G or PSFA, 6-inch Min. 0.5-inch DensDeck Prime or PSFA, 6-inch None None BB1-TPABA or 1125
" | Tectum | Plank Trisotech CGF o.c. SECUROCK Gypsum-Fiber Roof Board o.c. BB2-TPALV ’
Min. 2-inch . . ) . PSFA, 4-inch Min. 0.25-inch DensDeck Prime or PSFA, 4-inch BB1-TPABA or
CWFS | rectum I plank | Min-0-5-inch Trisotech G or Trisotech CGF | ' SECUROCK Gypsum-Fiber Roof Board | o.c. None None BB2-TPALV 2225
. . Min. 0.25-inch DensDeck Prime or .
CWEF-6. 1'\'2:{u2n-1”|m;|]ank SECUROCK Gypsum-Fiber Roof Board or ESCFA’ 4-inch None N/A None None Egijgﬁf\//\ °" | 3035
min. 7/16-inch DEXcell Cement Roof Board o
TPA FB IN HOT ASPHALT OR THERMAsTIC 80:
. . . . . (Optional) BP-
Min. 2-inch One or more layers, min. 1-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or BP-AA, SBS-AA, AA SBS-AA BP- | FB1-HA or
CWF-7. Tect.um | Plank Trisotech, EnergyGuard Polyiso Insulation, LRFIA(BG), Fiber Roof Board or min. 7/16-inch LRFIA(BG), BP-SEBS or SBS- SEI;S or SBS’— FB2-THERM -82.5
H-Shield, 1SO 95+ GL, Multi-Max FA-3 12-inch o.c. DEXcell Cement Roof Board 12-inch o.c. SEBS SEBS
. . (Optional) BP-
Min. 2-inch One or more layers, min. 1-inch Trisotech G | PSFA, 12- Min. 0.25-inch SECUROCK Gypsum PSFA, 12- BP-AA, SBS-AA, |\ ) sBS-AA, BP- | FB1-HA or
CWE-8. . . X Fiber Roof Board or min. 7/16-inch . BP-SEBS or SBS- -82.5
Tectum | Plank or EnergyGuard Polyiso Insulation inch o.c. inch o.c. SEBS or SBS- FB2-THERM
DEXcell Cement Roof Board SEBS SEBS
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Min. 2-inch (Optional) Min. 0.5-inch Trisotech G LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or FBS-TLRA, 12- | 300
s Tectum | Plank Trisotech CGF or Trisotech !'RHA(BG)’ & SECUROCK Gypsum-Fiber Roof Board !'RFIA(BG)' 4- | None None inch o.c. (NO
inch o.c. inch o.c. HVHZ)
. . . . . . LRFIA or . . LRFIA or -37.5
CWE-10. Min. 2-inch M!n. 0.5-inch Trisotech G, Trisotech CGF or LRFIA(BG), 4- gOptlor\al) additional layer(s) base LRFIA(BG), 4- | None None fBS-TLRA, 12- (NO
Tectum | Plank Trisotech X insulation . inch o.c.
inch o.c. inch o.c. HVHZ)
LRFIA or LRFIA or
Min. 2-inch (Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or FB5-TLRA, 6-
CWF-11. Tectum | Plank Trisotech CGF or Trisotech :-:ch:é)(lzG)’ 4 SECUROCK Gypsum-Fiber Roof Board !':;:'Z“iG)' 4 None None inch o.c. 750
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P e MDP
No. (4.1.2) Type Type Base P PI Cap PI (psf)
b (3.13) b (3.13) g g .
LRFIA or LRFIA or
Min. 2-inch (Optional) Min. 1.5-inch Trisotech G, Min. 0.5-inch DensDeck Prime or FB5-TLRA, 6-
CWF-12. Tectum | Plank Trisotech CGF or Trisotech !'RFIA(BG)’ & SECUROCK Gypsum-Fiber Roof Board .LRFIA(BG)' 6- | None None inch o.c. 1125
inch o.c. inch o.c.
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
Min. 2-inch Min. 0.5-inch Trisotech G, Trisotech CGF or LRFIA or SECUROCK Gypsum-Fiber Roof Board LRFIA or inch o.c. or
CWF-13. Tectum | Plank Trisotech !'RHA(BG)' 4 or min. 7/16-inch DEXcell Cement !'RFIA(BG)' 4- | None None FB7-PSFA, -222:5
inch o.c. inch o.c.
Roof Board spatter
Min. 2-inch Min. 0.25-inch DensDeck Prime or LRFIA or iFnBcSh_T)LsAéf_
CWF-14. ' SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 4- | None N/A None None . -303.5
Tectum | Plank R K . FB7-PSFA,
min. 7/16-inch DEXcell Cement Roof Board inch o.c.
spatter
o ) ) ) FB5-TLRA, 4-
Min. 2-inch One or more layers, min. 1-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or BP-CAS or SBS- (Optional) BP- inch o.c. or
CWF-15. Tect. m | Plank Trisotech, EnergyGuard Polyiso Insulation, LRFIA(BG), Fiber Roof Board or min. 7/16-inch LRFIA(BG), CAS CA’; or SBS-CAS FB7-PéF.A -82.5
Y H-Shield, 1SO 95+ GL, Multi-Max FA-3 12-inch o.c. DEXcell Cement Roof Board 12-inch o.c. spatter !
LRFIA or Min. 0.25-inch DensDeck Prime or LREIA or FB5-TLRA, 4-
CWE-16 Min. 2-inch Min. 0.5-inch Trisotech G, Trisotech CGF or LRFIA(BG), 4- SECUROCK Gypsum-Fiber Roof Board LRFIA(BG), 4- BP-CA5S or SBS- (Optional) BP- inch o.c. or 2225
" | Tectum | Plank Trisotech . ! or min. 7/16-inch DEXcell Cement . ! CA5 CA5 or SBS-CA5 | FB7-PSFA, ’
inch o.c. inch o.c.
Roof Board spatter
Min. 2-inch Min. 0.25-inch DensDeck Prime or LRFIA or BP-CAS5 or SBS- | (Optional) BP- iﬁi?ﬁ%f
CWF-17. ) SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 4- | None N/A P - -303.5
Tectum | Plank . . . CA5 CAS or SBS-CAS FB7-PSFA,
min. 7/16-inch DEXcell Cement Roof Board inch o.c.
spatter
o ) ) ) FB5-TLRA, 4-
Min. 2-inch One or more layers, min. 1-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or BP-CAG or SBS- (Optional) BP- inch o.c. or
CWF-18. Tect.um | Plank Trisotech, EnergyGuard Polyiso Insulation, LRFIA(BG), Fiber Roof Board or min. 7/16-inch LRFIA(BG), CAG CAF()S or SBS-CAG FB7—P5F-A -82.5
H-Shield, 1SO 95+ GL, Multi-Max FA-3 12-inch o.c. DEXcell Cement Roof Board 12-inch o.c. spatter !
LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or FB5-TLRA, 4-
CWF-19 Min. 2-inch Min. 0.5-inch Trisotech G, Trisotech CGF or LRFIA(BG), 4- SECUROCK Gypsum-Fiber Roof Board LRFIA(BG), 4- BP-CA6 or SBS- (Optional) BP- inch o.c. or 2225
" | Tectum | Plank Trisotech X ! or min. 7/16-inch DEXcell Cement . ! CA6 CA6 or SBS-CA6 | FB7-PSFA, :
inch o.c. inch o.c.
Roof Board spatter
Min. 2-inch Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or SBS- (Optional) BP- i':nBci:gLSA(;f_
CWF-20. ) SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 4- | None N/A P o -303.5
Tectum | Plank R X X CA6 CA6 or SBS-CA6 | FB7-PSFA,
min. 7/16-inch DEXcell Cement Roof Board inch o.c.
spatter
CWF-21 Min. 2-inch (Optional) Min. 0.5-inch Trisotech G or PSFA, 4-inch Min. 0.25-inch DensDeck Prime or PSFA, 4-inch None None FB5-TLRA, 12- -30.0
" | Tectum | Plank Trisotech CGF o.c. SECUROCK Gypsum-Fiber Roof Board o.c. inch o.c. H(\|/\‘|-?z)
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ©ONEMO. All rights reserved.
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P e MDP
No. (4.1.2) Type Type Base PI Pl Cap PI (psf)
b (3.13) b (3.13) g g .
. . ) . . . -37.5
CWE-22. Min. 2-inch Min. 0.5-inch Trisotech G or Trisotech CGF PSFA, 4-inch ?Optlor}al) additional layer(s) base PSFA, 4-inch None None .FBS-TLRA, 12- (NO
Tectum | Plank o.c. insulation o.c. inch o.c.
HVHZ)
CWE-23 Min. 2-inch (Optional) Min. 0.5-inch Trisotech G, PSFA, 4-inch Min. 0.25-inch DensDeck Prime or PSFA, 4-inch None None FB5-TLRA, 6- 75.0
" | Tectum | Plank Trisotech CGF or Trisotech o.c. SECUROCK Gypsum-Fiber Roof Board o.c. inch o.c. ’
Min. 2-inch (Optional) Min. 0.5-inch Trisotech G or PSFA, 6-inch Min. 0.5-inch DensDeck Prime or PSFA, 6-inch FB5-TLRA, 6-
CWF-24. Tectum | Plank Trisotech CGF o.c. SECUROCK Gypsum-Fiber Roof Board o.c. None None inch o.c. 1125
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
Min. 2-inch . . . . PSFA, 4-inch SECUROCK Gypsum-Fiber Roof Board PSFA, 4-inch inch o.c. or
CWF-25. Tectum I Plank Min. 0.5-inch Trisotech G or Trisotech CGF oc or min. 7/16-inch DEXcell Cement oc. None None FB7-PSFA, -222.5
Roof Board spatter
Min. 2-inch Min. 0.25-inch DensDeck Prime or PSEA d-inch iFnii-ZL?Ac;rAf-
CWEF-26. Tect.um | Plank SECUROCK Gypsum-Fiber Roof Board or oc ! None N/A None None FB7—PéF-A -303.5
min. 7/16-inch DEXcell Cement Roof Board o ’
spatter
. . FB5-TLRA, 4-
CWE-27 Min. 2-inch One or more layers, min. 1-inch Trisotech G PSFA, 12- rk;r;r(:{(ZJ(S);IEZZIZEEE;?r?;/GlygT::E_ PSFA, 12- BP-CAS5 or SBS- (Optional) BP- inch o.c. or 825
" | Tectum | Plank or EnergyGuard Polyiso Insulation inch o.c. ’ inch o.c. CAS CAS or SBS-CA5 | FB7-PSFA, ’
DEXcell Cement Roof Board
spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
Min. 2-inch . . . . PSFA, 4-inch SECUROCK Gypsum-Fiber Roof Board PSFA, 4-inch BP-CAS5 or SBS- (Optional) BP- inch o.c. or
CWF-28. | roctum Iplank | Min-0-5-inch Trisotech G or Trisotech CGF | ' or min. 7/16-inch DEXcell Cement o.c. CAs CAS or SBS-CAS | FB7-PSFA, 2225
Roof Board spatter
FB5-TLRA, 4-
. . Min. 0.25-inch DensDeck Prime or . . . i
CWE-29. Min. 2-inch SECUROCK Gypsum-Fiber Roof Board or PSFA, 4-inch None N/A BP-CA5 or SBS- (Optional) BP- inch o.c. or 3035
Tectum | Plank R K o.c. CA5 CAS or SBS-CA5 | FB7-PSFA,
min. 7/16-inch DEXcell Cement Roof Board
spatter
. . FB5-TLRA, 4-
Min. 2-inch One or more layers, min. 1-inch Trisotech G | PSFA, 12- Min. 0.25-inch SECUROCK Gypsum- PSFA, 12- BP-CAG or SBS- | (Optional) BP- | inch o.c. or
CWEF-30. . . X Fiber Roof Board or min. 7/16-inch . -82.5
Tectum | Plank or EnergyGuard Polyiso Insulation inch o.c. inch o.c. CA6 CA6 or SBS-CA6 | FB7-PSFA,
DEXcell Cement Roof Board
spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
Min. 2-inch . . . . PSFA, 4-inch SECUROCK Gypsum-Fiber Roof Board PSFA, 4-inch BP-CAG6 or SBS- (Optional) BP- inch o.c. or
CWESL | Tectum I Plank | MIn-0-5inch Trisotech G or Trisotech CGF—| or min. 7/16-inch DEXcell Cement oc. CA6 CA6 or SBS-CAG | FB7-PSFA, 2225
Roof Board spatter
FB5-TLRA, 4-
) ) Min. 0.25-inch DensDeck Prime or ) . . !
CWF-32. 1'\'2:t.u2r;1lTCPrI]ank SECUROCK Gypsum-Fiber Roof Board or ZSCFA’ 4-inch None N/A EZ-GCAG or SBS- E:OAZtg)rn:I;)Sl-gg/:w ::nBc;'c;;'::.Aor -303.5
min. 7/16-inch DEXcell Cement Roof Board o ’
spatter
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Attach - Attach MDP
No. (4.1.2) Type Type Base P PI Cap PI (psf)
b (3.13) b (3.13) g g .
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 0.5-inch DensDeck Prime or
LRFIA or LRFIA or
Min. 2-inch (Optional) Min. 1.5-inch Trisotech G, SECUROCK Gypsum-Fiber Roof Board
CWF-33. Tectum | Plank Trisotech CGF or Trisotech !'RHA(BG)’ & or min. 7/16-inch DEXcell Cement !'RFIA(BG)' 6- | None None FB6-PEBATF 1125
inch o.c. inch o.c.
Roof Board
Min. 0.25-inch DensDeck Prime or
. . . . . . LRFIA or . LRFIA or
CWE-34. Min. 2-inch M!n. 0.5-inch Trisotech G, Trisotech CGF or LRFIA(BG), 4- SECU.ROCK Gypsum—Flber Roof Board LRFIA(BG), 4 | None None FB6-PEBATF 2225
Tectum | Plank Trisotech . or min. 7/16-inch DEXcell Cement .
inch o.c. inch o.c.
Roof Board
Min. 2-inch Min. 0.25-inch DensDeck Prime or LRFIA or
CWEF-35. Tect.um | Plank SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 4- | None N/A None None FB6-PEBATF -303.5
min. 7/16-inch DEXcell Cement Roof Board inch o.c.
. . One or more layers, min. 1-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or .
CWFE-36. #A;:t'uzm"l’ﬂ;ank Trisotech, EnergyGuard Polyiso Insulation, | LRFIA(BG), Fiber Roof Board or min. 7/16-inch LRFIA(BG), EZSCAS or SBS (ch\‘;tfr":gjg no | FBE-PEBATF 825
H-Shield, 1SO 95+ GL, Multi-Max FA-3 12-inch o.c. DEXcell Cement Roof Board 12-inch o.c.
Min. 2-inch (Optional) Min. 1.5-inch Trisotech G LRFIA or g/llilgocliggEcgyise:rimlj—ii(:ki(e}:ré:sfgoard LRFIA or BP-CAS or SBS- (Optional) BP-
(SOFE T Tectum | Plank Trisotech CGF or Trisotech !'RHA(BG)’ 6 or min. 7/16-inch DEXcell Cement !'RFIA(BG)' 6 CA5 CAS5 or SBS-CA5 FB6-PEBATF -112.5
inch o.c. inch o.c.
Roof Board
Min. 0.25-inch DensDeck Prime or
Min. 2-inch Min. 0.5-inch Trisotech G, Trisotech CGF or LRFIA or SECUROCK Gypsum-Fiber Roof Board LRFIA or BP-CAS or SBS- (Optional) BP-
CWF-38. Tectum | Plank Trisotech !'RFIA(BG)' & or min. 7/16-inch DEXcell Cement .LRFIA(BG)’ & CA5 CAS5 or SBS-CA5 FBO-PEBATF 2225
inch o.c. inch o.c.
Roof Board
. . Min. 0.25-inch DensDeck Prime or LRFIA or .
CWF-39. ?"e':t'uzn;”l‘gl‘ank SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 4- | None N/A EZ’SCAS or SBS- (COA‘;t':r":QS?gAS FB6-PEBATF | -303.5
min. 7/16-inch DEXcell Cement Roof Board inch o.c.
Min. 0.5-inch DensDeck Prime or
Min. 2-inch (Optional) Min. 1.5-inch Trisotech G or PSFA, 6-inch SECUROCK Gypsum-Fiber Roof Board PSFA, 6-inch
CWF-40. Tectum | Plank Trisotech CGF o.c. or min. 7/16-inch DEXcell Cement o.C. None None FB6-PEBATF 1125
Roof Board
Min. 0.25-inch DensDeck Prime or
cwr-41, | Min- 2-inch Min. 0.5-inch Trisotech G or Trisotech CGF | > #iNch | SECUROCK Gypsum Fiber Roof Board | PSFA, d-inch | o\, None FB6-PEBATF | -222.5
Tectum | Plank o.c. or min. 7/16-inch DEXcell Cement o.C.
Roof Board
. . Min. 0.25-inch DensDeck Prime or .
CWF-42. 1'\'2:t.u2r;1lrl1cPrI]ank SECUROCK Gypsum-Fiber Roof Board or ZSCFA' Ainch | None N/A None None FB6-PEBATF | -303.5
min. 7/16-inch DEXcell Cement Roof Board o
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P e MDP
No. (4.1.2) T T Base P PI Cap PI (psf)
s (3.13) L (3.13) pabld g LA
Min. 2-inch One or more layers, min. 1-inch Trisotech G | PSFA, 12- Min. 0.25-inch SECUROCK Gypsum- | peey 45 BP-CAS or SBS- | (Optional) BP-
CWF-43. . . . Fiber Roof Board or min. 7/16-inch . FB6-PEBATF -82.5
Tectum | Plank or EnergyGuard Polyiso Insulation inch o.c. inch o.c. CAS CAS or SBS-CAS
DEXcell Cement Roof Board
Min. 0.5-inch DensDeck Prime or
CWE-24. Min. 2-inch (O.ptlonal) Min. 1.5-inch Trisotech G or PSFA, 6-inch SECL!ROCK Gypsum-Flber Roof Board PSFA, 6-inch BP-CA5S or SBS- (Optional) BP- FB6-PEBATF 1125
Tectum | Plank Trisotech CGF o.c. or min. 7/16-inch DEXcell Cement o.c. CA5 CAS5 or SBS-CA5
Roof Board
Min. 0.25-inch DensDeck Prime or
Min. 2-inch . . . . PSFA, 4-inch SECUROCK Gypsum-Fiber Roof Board PSFA, 4-inch BP-CAS or SBS- (Optional) BP-
CWF-45. | foctum Iplank | Min-0-5-inch Trisotech G or Trisotech CGF | ' or min. 7/16-inch DEXcell Cement o.c. CAs CAS or SBS-CAs | [BOPEBATF 2225
Roof Board
. . Min. 0.25-inch DensDeck Prime or . .
CWF-46. #A;:t'uzn;"l‘ﬂl‘ank SECUROCK Gypsum-Fiber Roof Board or ESCFA' 4inch 1 pone N/A EZ’SCAS or SBS- 8‘:'{;’::&?&5 FB6-PEBATF | -303.5
min. 7/16-inch DEXcell Cement Roof Board o
TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
Anchor Sheet V. Base Insulation Top Insulation Roof Cover (3.1.4)
System | Deck - B:r‘:ic:r prese P prese MDP
asten ac ac
No. (4.1.2) Type Attach Type Type Base Pl Pl Cap Pl sf
Py (4.2.3) (3.1.4) e (3.1.3) : (3.1.3) Y \ e
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Tremco .
BURmastic Twin Loc- 2:::EE Ic;';'sat Min. 0.5-inch
:\:g;] 2 E?rn;fosne Ply Z:sllembled and 12-inch (Optional) i(r?citl‘(r);:(l))tg:Ln.Gl.s_ LRFIA or DensDeck Prime or LRFIA or ?Eﬁl\_BA or
CWF-47. i o.c. at four BP-CAS or ; ’ LRFIA(BG), | SECUROCK LRFIA(BG), | None None -75.0
Tectum | | BURmastic Fastener (4), equall SBS-CAS Trisotech CGF or 6-inch o.c Gvpsum-Fiber Roof 6-inch o.c BB2-
Plank Composite Ply | (min. 1.8- » equatly Trisotech < vp < TPALV
. h spaced center Board
Premium inch rows
embed)
TPA FB IN TPA BONDING ADHESIVE OR TREMCO FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Tremco .
BURmastic Twin Loc- 2::2: g;éat Min. 0.5-inch
:\:l?] 2 E_orn:)fosne Ply Z:sllembled and 12-inch (Optional) i(r?c%t?;:(l))tx;:él's_ LRFIA or DensDeck Prime or LRFIA or FB3-
CWEF-48. . o.c. at four BP-CAS or K ! LRFIA(BG), SECUROCK LRFIA(BG), None None TPABA or -75.0
Tectum | | BURmastic Fastener Trisotech CGF or . . .
A . (4), equally SBS-CAS5 X 6-inch o.c. Gypsum-Fiber Roof 6-inch o.c. FB4-FBWB
Plank Composite Ply (min. 1.8- Trisotech
. h spaced center Board
Premium inch rows
embed)
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Fasten Barrier Attach Attach MDP
No. (4.1.2) Type Attach Type Type Base Pl Pl Cap PI (psf)
e (4.2.3) (3.1.9) L (3.1.3) L (3.1.3) g g i
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Tremco .
BURmastic Twin Loc- 21222 g;'sat Min. 0.5-inch
:\::;] 2z El?rrzfomte Ply Z:sllembled and 12-inch (Optional) i(r?citl':')rri]:(l))tg::él.s_ LRFIA or DensDeck Prime or LRFIA or FB6-
CWF-49. . o.c. at four BP-CAS or X ! LRFIA(BG), SECUROCK LRFIA(BG), None None -75.0
Tectum | | BURmastic Fastener Trisotech CGF or . . . PEBATF
) A (4), equally SBS-CA5 . 6-inch o.c. Gypsum-Fiber Roof | 6-inch o.c.
Plank Composite Ply (min. 1.8- Trisotech
A h spaced center Board
Premium inch rows
embed)
TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Deck Top Insulation Roof Cover (3.1.4)
System ec Base Insulation (3.1.2, 4.2.3) d MDP
No. (4.1.2) Type | Fastener (4.2.3) | Attach Base Ply | Ply | Cap Ply (psf)
TPA IN TPA BONDING ADHESIVE:
- . . . . . . . -37.5*
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per
CWF-50. inch Tectum combination, loose laid or Trisotech G (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft? None None BB1-TPABA H(\'/\:_?Z)
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per N
CWF-51. inch Tectum combination, loose laid or Trisotech G (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3 ft? None None BB1-TPABA 45.0
L . . . . . OMG Polymer Gyptec Fastener (min. 2-inch
CWF-52. Fmstmg min. 2 (Opt|c.>nal? One or mo!'e layers, any M|n.'1.5 inch Trisotech embedment) with Polymer Gyptec Metal Plate; 1 perz None None BB1-TPABA | -45.0*
inch Tectum combination, loose laid or Trisotech G . 2.0ft
Withdrawal > 180 Ibf
TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:
- . . . . . . . -37.5*
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per
CWF-53. inch Tectum combination, loose laid or Trisotech G (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft? None None BB2-TPALV H(\'/\:?z)
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per "
CWF-54. inch Tectum combination, loose laid or Trisotech G (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3 ft? None None BB2-TPALV 45.0
. . . . . . OMG Polymer Gyptec Fastener (min. 2-inch
CWF-55. watlng min. 2 (Opt|c.>nal? One or m0|.'e layers, any Mln.'l.S inch Trisotech embedment) with Polymer Gyptec Metal Plate; . perz None None BB2-TPALV -45.0*
inch Tectum combination, loose laid or Trisotech G . 2.0 ft
Withdrawal > 180 Ibf
TPA FB IN HOT ASPHALT:
- . Min. 1.5-inch Trisotech G, Min. 1-inch Structodek . . -37.5%
CWF-56, | EXISHNEMIN- 2= 1 1y tech, ISO 95+ GL, Multi-Max | HD with Primed Red Tremco Twin Loc-Nail Assembled Fastener LPer | None None FB1-HA (NO
inch Tectum X (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft
FA-3 Coating HVHZ)
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Deck Top Insulation Roof Cover (3.1.4)
System Base Insulation (3.1.2, 4.2.3) & MDFP
. .1. ype astener (4.2.3) ac ase Ply y ap Ply (psf)
No (4.1.2) T Fast 4.2.3 Attach B PI Pl Cap PI sf
_— . Min. 1.5-inch Trisotech G, Min. 1-inch Structodek . .
CWE-57. F)ustmg min. 2- Trisotech, 1SO 95+ GL, Multi-Max HD with Primed Red Tre'mco.Twm Loc-Nail Asseml?led Fastener 1 perz None None FB1-HA -45.0*
inch Tectum . (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3ft
FA-3 Coating
Existing min. 2 Min. 1.5-inch Trisotech G, Min. 1-inch Structodek OMG Polymer Gyptec Fastener (min. 2-inch 1 per
CWEF-58. inch Tegctum. Trisotech, ISO 95+ GL, Multi-Max HD with Primed Red embedment) with Polymer Gyptec Metal Plate; ) gftz None None FB1-HA -45.0*
FA-3 Coating Withdrawal > 180 Ibf '
TPA FB IN TPA BONDING ADHESIVE:
s . . Min. 1.5-inch Trisotech . . -37.5%
CWE-59. Fmstmg min. 2- (Optpnal? One or more layers, any G, Trisotech, 1SO 95+ GL, Tre.mco‘Twm Loc-Nail Assem?led Fastener 1 per2 None None FB3-TPABA (NO
inch Tectum combination, loose laid . (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft
Multi-Max FA-3 HVHZ)
_— . Min. 1.5-inch Trisotech G, Min. 0.5-inch Structodek ' . -37.5*
CWF-60, | CXSUMEMIN- 2= | picotech, IS0 95+ GL, Multi-Max | HD with Primed Red Tremco Twin Loc-Nail Assembled Fastener tPer | None None FB3-TPABA | (NO
inch Tectum X (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft
FA-3 Coating HVHZ)
s . . Min. 1.5-inch Trisotech . .
CWE-61. Fmstmg min. 2- (Optpnal? One or more layers, any G, Trisotech, 1SO 95+ GL, Tre.mco‘Twm Loc-Nail Assem?led Fastener 1 per2 None None FB3-TPABA -45.0*
inch Tectum combination, loose laid . (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3 ft
Multi-Max FA-3
- . Min. 1.5-inch Trisotech G, Min. 0.5-inch Structodek . .
CWF-62, | CXSUMEMIN- 20| picotech, IS0 95+ GL, Multi-Max | HD with Primed Red Tremco Twin Loc-Nail Assembled Fastener tPer | None None FB3-TPABA | -45.0*
inch Tectum X (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3 ft
FA-3 Coating
Existing min. 2- (Optional) One or more layers, an Min. 1.5-inch Trisotech OMG Polymer Gyptec Fastener (min. 2-inch 1 per
CWF-63. | Tegct " cofnbination Lo o Ve AW G, Trisotech, IS0 95+ GL, | embedment) with Polymer Gyptec Metal Plate; | g oo | None None FB3-TPABA | -45.0%
Y ' Multi-Max FA-3 Withdrawal > 180 Ibf :
Existing min. 2- Min. 1.5-inch Trisotech G, Min. 0.5-inch Structodek | OMG Polymer Gyptec Fastener (min. 2-inch 1 per
CWF-64. inch Tegctum. Trisotech, ISO 95+ GL, Multi-Max HD with Primed Red embedment) with Polymer Gyptec Metal Plate; ) (?ftz None None FB3-TPABA -45.0*
FA-3 Coating Withdrawal > 180 Ibf '
TPA FB IN FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
. . . . . . . . -37.5%
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per
Sl inch Tectum combination, loose laid G, Trisotech CGF (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft? None None FB4-FBWB H(\'/\:_?Z)
. . Min. 1.5-inch Trisotech G, Min. 1-inch Structodek . . -37.5%
CWF-g6, | EXISHNEMIN-2= 1 1y tech, ISO 95+ GL, Multi-Max | HD with Primed Red Tremco Twin Loc-Nail Assembled Fastener LPer | none None FBA-FBWB | (NO
inch Tectum X (min. 1-inch embedment); Withdrawal > 134 Ibf 1.8 ft
FA-3 Coating HVHZ)
Existing min. 2- Min. 1.5-inch Trisotech G, Min. 1-inch Structodek OMG Polymer Gyptec Fastener (min. 2-inch 1 per -37.5%
CWF-67. inch Tegctum. Trisotech, ISO 95+ GL, Multi-Max HD with Primed Red embedment) with Polymer Gyptec Metal Plate; ) (?ftz None None FB4-FBWB (NO
FA-3 Coating Withdrawal > 150 Ibf ’ HVHZ)
Existing min. 2- (Optional) One or more layers, any Min. 1.5-inch Trisotech Tremco Twin Loc-Nail Assembled Fastener 1 per "
Sl inch Tectum combination, loose laid G, Trisotech CGF (min. 1-inch embedment); Withdrawal > 120 Ibf 1.3 ft? None None FBA-FBWB 45.0
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Deck Top Insulation Roof Cover (3.1.4)
System Base Insulation (3.1.2, 4.2.3) & MDFP
No. (4.1.2) Type Fastener (4.2.3) Attach Base Ply Ply Cap Ply (psf)
_— . . . . . OMG Polymer Gyptec Fastener (min. 2-inch
CWF-69. F)ustlng min. 2- (Optlc?nal? One or more layers, any Min. '1.5—|nch Trisotech embedment) with Polymer Gyptec Metal Plate; 1 perz None None FB4-FBWB -45.0%
inch Tectum combination, loose laid G, Trisotech CGF . 2.0 ft
Withdrawal > 180 Ibf
Existing min. 2- (Optional) One or more layers, an Min. 2-inch Trisotech G, OMG Polymer Gyptec Fastener (min. 2-inch 1 per
CWE-70. inch Tegctum. cozwbination loose laid vers, any Trisotech CGF, Trisotech, | embedment) with Polymer Gyptec Metal Plate; 4 gftz None None FB4-FBWB -45.0*
! 1SO 95+ GL Withdrawal > 360 Ibf '
TABLE 6A: GYPSUM DECK — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Attach Attach MDP
No. 4.1.2,4.2.3 T T Base PI Pl Cap PI sf
(41.2,4.23) ul= (3.1.3) b= (3.1.3) Ay v = esf)
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
. Min. 0.25-inch DensDeck Prime or
G1. | EXitine SECUROCK Gypsum-Fiber Roof LRFIA or LREIA(BG), | None N/A None None BBLTPABACr | 1625
gypsum deck 12-inch o.c. BB2-TPALV
Board
. . . . . Min. 0.25-inch DensDeck Prime or LRFIA or
G2, Existing Min. 0.5-|.nch Trisotech G, Trisotech LRF.IA or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), 12- None None BB1-TPABA or -200.0
gypsum deck CGF or Trisotech 12-inch o.c. X BB2-TPALV
Board inch o.c.
e Min. 0.25-inch DensDeck Prime or
G-3. Existing SECUROCK Gypsum-Fiber Roof PSFA, 12-inch o.c. None N/A None None BB1-TPABA or -162.5
gypsum deck BB2-TPALV
Board
. . . . Min. 0.25-inch DensDeck Prime or .
G-a. Existing M!n. 0.5-inch Trisotech G or PSFA, 12-inch o.c. SECUROCK Gypsum-Fiber Roof PSFA, 12-inch None None BB1-TPABA or -200.0
gypsum deck Trisotech CGF Board o.c. BB2-TPALV
TPA FB IN HOT ASPHALT OR THERMASsTIC 80:
. . . . . Min. 0.125-inch TremBoard AC or LRFIA or BP-AA, SBS- (Optional) BP-
G-5. EX'S:L"ri deck '(\:"(;2 ?ri(’;:g r:E"StECTPL\G’ Trisotech i;i':c‘;roLSF'A(BG)' min. 0.5-inch Structodek HD with LRFIA(BG), 12- | AA, BP-SEBS | AA, SBS-AA, BP- ;ﬁ;:\/; orFB2 | 1650
gyp ! ! o Primed Red Coating inch o.c. or SBS-SEBS SEBS or SBS-SEBS
Min. 0.25-inch SECUROCK Gypsum-
. ) . . . Fiber Roof Board, min. 0.5-inch LRFIA or BP-AA, SBS- (Optional) BP-
G-6. EX'S:L”ri dock '(\:"(;2 ?rlssc'):;:; r:EOStIeSCTPAG’ Trisotech ;F;':c‘;rOLSF'A(BG)’ SECUROCK Cement Roof Board or LRFIA(BG), 12- | AA, BP-SEBS | AA, SBS-AA, BP- ;ElE‘F:\/; orfB2 1 1800
gyp ’ ' < min. 7/16-inch DEXcell Cement Roof | inch o.c. or SBS-SEBS | SEBS or SBS-SEBS
Board
. . . . Min. 0.125-inch TremBoard AC or . BP-AA, SBS- (Optional) BP-
G-7. EX'S:L"ri dock ?"r;;')ggh'gthTr'S"tECh Gor PSFA, 12-incho.c. | min. 0.5-inch Structodek HD with ZSCFA' 12-nch 1 ) BP-SEBS | AA, SBS-AA, BP- ;ﬁtm orfFB2 | 1650
gyp Primed Red Coating < or SBS-SEBS | SEBS or SBS-SEBS
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TABLE 6A: GYPSUM DECK — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P v MDP
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap Pl (psf)
( ) yp (3.13) . (3.1.3) Y Y P
. . . . Min. 0.25-inch SECUROCK Gypsum- . BP-AA, SBS- (Optional) BP-
G-8. EX'S:L”ri deck TMr;QA&Sh'ZZhFT”SOteCh Gor PSFA, 12-inch o.c. Fiber Roof Board or min. 7/16-inch ESCFA’ 12-inch |\ 'Bp-sEBS | AA, SBS-AA, BP- ;Et:@ or FB2 -180.0
gyp DEXcell Cement Roof Board “ or SBS-SEBS | SEBS or SBS-SEBS
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
_— . - - - Min. 0.25-inch DensDeck Prime or LRFIA or -30.0
G-9. Existing (O.ptlonal) Min. O.Sjlnch Trisotech G, LRF.IA or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), 12- None None fB5-TLRA, 12- (NO
gypsum deck Trisotech CGF or Trisotech 12-inch o.c. . inch o.c.
Board inch o.c. HVHZ)
. . . . . . . LRFIA or -37.5
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), (Optional) additional layer(s) base FB5-TLRA, 12-
G-10. . . . A LRFIA(BG), 12- None None . (NO
gypsum deck CGF or Trisotech 12-inch o.c. insulation . inch o.c.
inch o.c. HVHZ)
. . R . . Min. 0.25-inch DensDeck Prime or LRFIA or .
G-11. Existing (O.ptlonal) Min. O.STmch Trisotech G, LRF‘IA or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), 12- None None FB5-TLRA, 6-inch 75.0
gypsum deck Trisotech CGF or Trisotech 12-inch o.c. X o.c.
Board inch o.c.
. . . . . Min. 0.5-inch DensDeck Prime or LRFIA or .
G-12. Existing (O.ptlonal) Min. 1.5j|nch Trisotech G, LRF.IA or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), 12- None None FB5-TLRA, 6-inch 1125
gypsum deck Trisotech CGF or Trisotech 12-inch o.c. X o.c.
Board inch o.c.
Min. 0.25-inch DensDeck Prime or
L . FB5-TLRA, 4-inch
G-13. Existing SECUROCK .Gypsuijlber Roof LRF.IA or LRFIA(BG), None N/A None None o.c.or FB7-PSFA, | -162.5
gypsum deck Board or min. 7/16-inch DEXcell 12-inch o.c. spatter
Cement Roof Board P
Min. 0.25-inch DensDeck, DensDeck
. ) ) ) . . ’ R LRFIA or FB5-TLRA, 4-inch
G-14. Existing Min. 1.&?-|nch Trisotech G, Trisotech LRF.IA or LRFIA(BG), Prime or SECURQCK Gyps.um-Flber LRFIA(BG), 12- None None o.c. or FB7-PSFA, | -200.0
gypsum deck or H-Shield 12-inch o.c. Roof Board or min. 7/16-inch inch o.c spatter
DEXcell Cement Roof Board o P
G-15 Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), Min. 0.25-inch SECUROCK Gypsum- ::ﬁi:ﬁ(ng) 12- BP-CAS or (Optional) BP- Zis_;-rLEQ;le;IST:T 1575
’ gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. Fiber Roof Board . ! SBS-CA5 CA5 or SBS-CAS5 o ! ’
inch o.c. spatter
ce | Existing Min. 0.5-inch Trisotech G, Trisotech | LRFIA or LRFIA(BG), | - S;ZI: ;':g:rzii;“d'iia;‘;ﬁt‘:‘r tEE::(ng) L. | BPcAsor | (OptionaljBe- | T J:Eg\fp'sn;: 1650
’ gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. L ) . ! SBS-CA5 CAS5 or SBS-CA5 o ! ’
Primed Red Coating inch o.c. spatter
617 Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), m:: (7)/2156_-::2: BE;?ZE%;:::? Fc{)(l;of ::gi:ﬁ(ng) 12- BP-CAS5 or (Optional) BP- f)BcS_(-)rrLEg\;le;lSr:: 2025
’ gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. ’ . ! SBS-CA5 CA5 or SBS-CA5 o ! ’
Board inch o.c. spatter
c1s | Eisting Min. 0.5-inch Trisotech G, Trisotech | LRFIA or LRFIA(BG), | Min. 0.25-inch SECUROCK Gypsum- tﬁi:ﬁ(g;) L. | BP-cAGor | (Optional) BP- EBCS-C-I)}EQ;‘I;IST:CAh 1578
’ gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. Fiber Roof Board . ! SBS-CA6 CAG6 or SBS-CA6 o ! ’
inch o.c. spatter
LRFIA or FB5-TLRA, 4-inch
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), . . BP-CA6 or (Optional) BP- !
G gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. Min. 0.125-inch TremBoard AC !'RHA(BG)' 12 SBS-CA6 CAG6 or SBS-CA6 o.c. or FB7-PSFA, 165.0
inch o.c. spatter
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TABLE 6A: GYPSUM DECK — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck e P v MDP
No. 4.1.2,4.2.3 Type Type Base PI Pl Cap Pl (psf)
( ) yp (3.13) . (3.1.3) Y Y P
o0 | Eisting Min. 0.5-inch Trisotech G, Trisotech | LRFIA or LRFIA(BG), ml': S )21‘2'_2:‘;: B‘E;z[;ﬁcé(e:gf e tﬁi:ﬁ(‘éfG) L. | BP-CAGor | (Optional) BP- Ei‘r"g:r:g\;f‘;sﬁ' 025
’ gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. ’ . ! SBS-CA6 CA6 or SBS-CA6 o ! ’
Board inch o.c. spatter
. . R . . Min. 0.25-inch DensDeck Prime or . -30.0
G-21. Existing (Optl‘onal) Min. 0.5-inch Trisotech G PSFA, 12-inch o.c. SECUROCK Gypsum-Fiber Roof PSFA, 12-inch None None FBS—TLRA, 12- (NO
gypsum deck or Trisotech CGF o.c. inch o.c.
Board HVHZ)
- ) ) ) . - . -37.5
G-22. Existing M!n. 0.5-inch Trisotech G or PSFA, 12-inch o.c. .(Optlor.ml) additional layer(s) base PSFA, 12-inch None None fB5-TLRA, 12- (NO
gypsum deck Trisotech CGF insulation o.c. inch o.c. HVHZ)
. . R . . Min. 0.25-inch DensDeck Prime or . .
G-23. Existing (Optl‘onal) Min. 0.5-inch Trisotech G PSFA, 12-inch o.c. SECUROCK Gypsum-Fiber Roof PSFA, 12-inch None None FB5-TLRA, 6-inch 75.0
gypsum deck or Trisotech CGF o.c. o.c.
Board
. . . . . Min. 0.5-inch DensDeck Prime or . .
G-24. Existing (Optl.onal) Min. 1.5-inch Trisotech G PSFA, 12-inch o.c. SECUROCK Gypsum-Fiber Roof PSFA, 12-inch None None FB5-TLRA, 6-inch 1125
gypsum deck or Trisotech CGF o.c. o.c.
Board
Existin SECUROCK Gypsum Hner oot FBS-TLRA, 4-inch
G-25. e . P . PSFA, 12-inch o.c. None N/A None None o.c. or FB7-PSFA, -162.5
gypsum deck Board or min. 7/16-inch DEXcell spatter
Cement Roof Board P
Min. 0.25-inch DensDeck, DensDeck
- ) ! A ) FB5-TLRA, 4-inch
G26. | EXisting Min. 1.5-inch Trisotech G PSFA, 12-incho.c. | Frime or SECUROCK Gypsum-Fiber | PSFA, 12-inch |\ None o.c. or FB7-PSFA, | -200.0
gypsum deck Roof Board or min. 7/16-inch o.c. soatter
DEXcell Cement Roof Board P
. . . . . . . . FB5-TLRA, 4-inch
G-27. Existing M!n. 0.5-inch Trisotech G or PSFA, 12-inch o.c. Mln. 0.25-inch SECUROCK Gypsum- PSFA, 12-inch BP-CAS or (Optional) BP- o.c.or FB7-PSFA, | -157.5
gypsum deck Trisotech CGF Fiber Roof Board o.c. SBS-CA5 CA?S or SBS-CAS spatter
Existing Min. 0.5-inch Trisotech G or . M.ln. 0.12'5—|nch TremBoard AC. or PSFA, 12-inch BP-CAS or (Optional) BP- FB5-TLRA, 4-inch
G-28. . PSFA, 12-inch o.c. min. 0.5-inch Structodek HD with o.c.or FB7-PSFA, | -165.0
gypsum deck Trisotech CGF . . o.c. SBS-CA5 CAS or SBS-CAS
Primed Red Coating spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-inch
Existing Min. 0.5-inch Trisotech G or . . . PSFA, 12-inch BP-CAS or (Optional) BP- i
G-29. gypsum deck Trisotech CGF PSFA, 12-inch o.c. min. 7/16-inch DEXcell Cement Roof oc. SBS-CAS CAS or SBS-CAS o.c. or FB7-PSFA, 202.5
Board spatter
. . . . . . . . FB5-TLRA, 4-inch
6-30. Existing M!n. 0.5-inch Trisotech G or PSFA, 12-inch o.c. Mln. 0.25-inch SECUROCK Gypsum- PSFA, 12-inch BP-CA6 or (Optional) BP- o.c.or FB7-PSFA, | -157.5
gypsum deck Trisotech CGF Fiber Roof Board o.c. SBS-CA6 CA®6 or SBS-CA6 spatter
FB5-TLRA, 4-inch
Existing Min. 0.5-inch Trisotech G or . . . PSFA, 12-inch BP-CA6 or (Optional) BP- !
G-31. gypsum deck Trisotech CGF PSFA, 12-inch o.c. Min. 0.125-inch TremBoard AC oc. SBS-CAG CAG or SBS-CAG ;2.&::87 PSFA, 165.0
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TABLE 6A: GYPSUM DECK — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Attach - Attach MDP
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap Pl (psf)
( ) yp (3.13) . (3.1.3) Y Y P
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-inch
Existing Min. 0.5-inch Trisotech G or . . ) PSFA, 12-inch BP-CA6 or (Optional) BP- !
G-32. gypsum deck Trisotech CGF PSFA, 12-inch o.c. min. 7/16-inch DEXcell Cement Roof oc SBS-CAG CA6 or SBS-CAG o.c. or FB7-PSFA, 202.5
Board spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 0.25-inch DensDeck Prime or
Existing SECUROCK Gypsum-Fiber Roof LRFIA or LRFIA(BG),
G-33. gypsum deck Board or min. 7/16-inch DEXcell 12-inch o.c. None N/A None None FBE-PEBATF 162.5
Cement Roof Board
Min. 0.25-inch DensDeck, DensDeck LRFIA or
G-34. Existing Min. 0.5—|‘nch Trisotech G, Trisotech LRF‘IA or LRFIA(BG), Prime or SECURQCK Gyps.um-Flber LRFIA(BG), 12- None None FB6-PEBATE -200.0
gypsum deck CGF or Trisotech 12-inch o.c. Roof Board or min. 7/16-inch inch o.c
DEXcell Cement Roof Board -
. . . . . . . LRFIA or .
G-35. Existing Min. 0.§-|nch Trisotech G, Trisotech LRF.IA or LRFIA(BG), Mln. 0.25-inch SECUROCK Gypsum- LRFIA(BG), 12- BP-CAS or (Optional) BP- FB6-PEBATE 1575
gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. Fiber Roof Board inch o.c SBS-CA5 CA?S or SBS-CAS
Min. 0.25-inch DensDeck Prime or
Existing SECUROCK Gypsum-Fiber Roof LRFIA or LRFIA(BG), BP-CAS or (Optional) BP-
G36. | o psumdeck | Board or min. 7/16-inch DEXcell 12-inch o.c. None N/A SBS-CA5 CA5 orsBs-CAs | |BOPEBATF 162.5
Cement Roof Board
Min. 0.125-inch TremBoard AC or LRFIA or
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), . R . BP-CA5 or (Optional) BP-
G37. | gypsumdeck | CGF, Trisotech, RESISTA 12-inch o.c. min. 0.5-inch Structodek HD with LRFIA(BG), 12 | cpo cas CAS or SBS-CA5 | [ DOPEBATF 1650
Primed Red Coating inch o.c.
Min. 0.25-inch DensDeck, DensDeck LRFIA or
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), . ! R BP-CAS or (Optional) BP-
-38. P ECUROCK -F LRFIA(BG), 12- - - .
638 | gypsumdeck | CGF or Trisotech 12-inch o.c. rime or SECUROCK Gypsum-Fiber | LRFIA(BG), SBS-CAS CAsorsBs-cas | FPOPEBATF 2000
Roof Board inch o.c.
Min. 0.25-inch DensDeck Prime or LRFIA or
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or LRFIA(BG), . . BP-CA5 or (Optional) BP-
G-39. gypsum deck CGF, Trisotech, RESISTA 12-inch o.c. min. 7/16-inch DEXcell Cement Roof !.RFIA(BG), 12 SBS-CAS CAS or SBS-CAS FB6-PEBATF 202.5
Board inch o.c.
Min. 0.25-inch DensDeck Prime or
Existing SECUROCK Gypsum-Fiber Roof .
G-40. aypsum deck Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. None N/A None None FB6-PEBATF 162.5
Cement Roof Board
Min. 0.25-inch DensDeck, DensDeck
Existing Min. 0.5-inch Trisotech G or . Prime or SECUROCK Gypsum-Fiber PSFA, 12-inch
G-4L. gypsum deck Trisotech CGF PSFA, 12-inch o.c. Roof Board or min. 7/16-inch o.C. None None FB6-PEBATF 200.0
DEXcell Cement Roof Board
Existing Min. 0.5-inch Trisotech G or . Min. 0.25-inch SECUROCK Gypsum- PSFA, 12-inch BP-CAS or (Optional) BP-
G-42. gypsum deck Trisotech CGF PSFA, 12-inch o.c. Fiber Roof Board o.c. SBS-CA5 CAS5 or SBS-CA5 FBE-PEBATF 157.5
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TABLE 6A: GYPSUM DECK — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck Attach - Attach MDP
No. 4.1.2,4.2.3 T T Base PI Pl Cap Pl (psf)
el ype (3.13) L (3.1.3) pabld d =t
Min. 0.25-inch DensDeck Prime or
Existing SECUROCK Gypsum-Fiber Roof . BP-CAS or (Optional) BP-
G-43. gypsum deck Board or min. 7/16-inch DEXcell PSFA, 12-inch o.c. None N/A SBS-CA5 CAS5 or SBS-CA5 FBE-PEBATF 162.5
Cement Roof Board
. . . . Min. 0.125-inch TremBoard AC or . .
G-4a, | DXStng Min. 0.5-inch Trisotech G or PSFA, 12-incho.c. | min. 0.5-inch Structodek HD with | P> 12inch | BP-CAS or ) (Optional) BP- | o pegpre -165.0
gypsum deck Trisotech CGF . . o.c. SBS-CA5 CAS or SBS-CA5
Primed Red Coating
Min. 0.25-inch DensDeck or
Existing Min. 0.5-inch Trisotech G or R X PSFA, 12-inch BP-CAS or (Optional) BP-
G-45. gypsum deck Trisotech CGF or Trisotech PSFA, 12-inch o.c. ;E(a:tdeOCK Gypsum-Fiber Roof o.C. SBS-CA5 CAS5 or SBS-CA5 FB6-PEBATF 200.0
Min. 0.25-inch DensDeck Prime or
Existing Min. 0.5-inch Trisotech G or . . A PSFA, 12-inch BP-CAS or (Optional) BP-

-46. - .C. . 7/16-inch DEXcell Roof - - .
G-46 gypsum deck Trisotech CGF PSFA, 12-inch o.c gzgrd/ 6-inc cell Cement Roo oc. SBS-CAS CAS or SBS-CAS FB6-PEBATF 202.5
TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck o Vapor T - MDP
asten q ac ac
No. (4.1.2) T Attach Barrier T T Base PI Cap PI (psf)
Es (4.2.3) ac (3.1.4) ul (3.1.3) o= (3.1.3) AL A

TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:

BURmastic . Min. 1.5-inch Trisotech G,

Glass Ply, 9-inch o.c. at .

. Tremco . Trisotech CGF,
BURmastic R 4-inch lap and . . .
Twin Loc- ) EnergyGuard Polyiso Min. 0.25-inch
. Glass Ply — 28lIb, R 18-inch o.c. at . . .
Existing BURmastic Nail two (2) TREMbrime Insulation, Trisotech, H- LRFIA or DensDeck Prime LRFIA or BB1-
G-47. gypsum Composite Pl Assembled equall ! WB rFi)mer Shield, 1ISO 95+ GL, Multi- | LRFIA(BG), or SECUROCK LRFIA(BG), None None TPABA or -45.0*
deck - Of Y| Fastener sqaceg P Max FA3, RESISTA, Ultra- | 12-inch o.c. | Gypsum-Fiber 12-inch o.c. BB2-TPALV
) (Field W/D P ! Max or Styrofoam Brand Roof Board
BURmastic staggered :
) > 90 Ibf) Roofmate, Highload 60 or
Composite Ply center rows
. Plazamate
Premium
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TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF) orR RECOVER
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck . Vapor . o MDP
asten A ac ac
No. (4.1.2) Type Attach Barrier Type Type Base Pl Pl Cap Pl (psf)
b (a.2.3) (3.0.4) L (3.1.3) L (3.13) g g i
. Min. 1.5-inch Trisotech G,
9-inch o.c. at .
. Tremco . Trisotech CGF,
BURmastic R 4-inch lap and . . .
Composite Pl Twin Loc- 18-inch o.c. at EnergyGuard Polyiso Min. 0.25-inch
Existing 0T 0? ¥ Nail two (2) o BP-CAS or Insulation, Trisotech, H- LRFIA or DensDeck Prime LRFIA or BB1-
G-48. gypsum BURmastic Assembled equall ! SBS-CAS Shield, 1ISO 95+ GL, Multi- | LRFIA(BG), or SECUROCK LRFIA(BG), None None TPABA or -45.0*
deck o ) Fastener Sqace;' Max FA3, RESISTA, Ultra- | 12-inch o.c. | Gypsum-Fiber 12-inch o.c. BB2-TPALV
Prempium Y (Field W/D sfa erled Max or Styrofoam Brand Roof Board
> 90 Ibf) g8 Roofmate, Highload 60 or
center rows
Plazamate
) Tremco 6-inch o.c. at
(B:grim::it;: Pl Twin Loc- 4-inch laps Min. 0.5-inch
Existing T 0? ¥ Nail and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or DensDeck Prime LRFIA or BB1-
G-49. gypsum BURmastic Assembled o.c. at four BP-CAS5 or Trisotech G, Trisotech LRFIA(BG), or SECUROCK LRFIA(BG), None None TPABA or -75.0
deck Composite Pl Fastener (4), equally SBS-CAS5 CGF or Trisotech 6-inch o.c. Gypsum-Fiber 6-inch o.c. BB2-TPALV
P ¥ (Field W/D spaced center Roof Board
Premium
> 67 lbf) rows
TPA FB IN TPA BONDING ADHESIVE, FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE OR POWERPLY ENDURE BIO ADHESIVE TF:
BURmastic ) Min. 1.5-inch Trisotech G,
Glass Ply, 9-inch o.c. at X
. Tremco . Trisotech CGF,
BURmastic K 4-inch lap and . . . FB3-
Twin Loc- . EnergyGuard Polyiso Min. 0.25-inch
. Glass Ply — 28lIb, . 18-inch o.c. at . . . TPABA,
Existing BURmastic Nail two (2) TREMbrime Insulation, Trisotech, H- LRFIA or DensDeck Prime LRFIA or FBA-
G-50. gypsum Composite Pl Assembled equall ! WB rFi)mer Shield, 1ISO 95+ GL, Multi- | LRFIA(BG), or SECUROCK LRFIA(BG), None None FBWB. or -45.0*
deck P Y| Fastener qually P Max FA3, RESISTA, Ultra- | 12-inch o.c. | Gypsum-Fiber 12-inch o.c. '
HT or R spaced, FB6-
. (Field W/D Max or Styrofoam Brand Roof Board
BURmastic staggered . PEBATF
) > 90 Ibf) Roofmate, Highload 60 or
Composite Ply center rows
) Plazamate
Premium
) Min. 1.5-inch Trisotech G,
Tremco 9-inch o.c. at Trisotech CGF
BURmastic . 4-inch lap and Lo ) ) FB3-
. Twin Loc- . EnergyGuard Polyiso Min. 0.25-inch
. Composite Ply . 18-inch o.c. at R . . TPABA,
Existing HT or Nail two (2) BP-CAS or Insulation, Trisotech, H- LRFIA or DensDeck Prime LRFIA or FBa-
G-51. gypsum BURmastic Assembled equall ! SBS-CAS Shield, ISO 95+ GL, Multi- | LRFIA(BG), or SECUROCK LRFIA(BG), None None FBWB. or -45.0*
deck . Fastener quatly Max FA3, RESISTA, Ultra- 12-inch o.c. | Gypsum-Fiber 12-inch o.c. !
Composite Ply R spaced, FB6-
Premium (Field W/D stageered Max or Styrofoam Brand Roof Board PEBATE
> 90 Ibf) &8 Roofmate, Highload 60 or
center rows
Plazamate
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TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION(S), BONDED ROOF COVER
Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (3.1.4)
System Deck . Vapor . o MDP
asten q ac ac
No. (4.1.2) Type Attach Barrier Type Type Base Pl Pl Cap PI (psf)
e (a.2.3) (3.0.4) ve (3.13) ve (3.13) v v PrY
BURmastic Tremco 6-incho.c. at . . FB3-
Composite Pl Twin Loc- 4-inch laps Min. 0.5-inch TPABA
Existing uT of v Nail and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or DensDeck Prime LRFIA or FBA- !
G-52. gypsum . Assembled o.c. at four BP-CAS or Trisotech G, Trisotech LRFIA(BG), or SECUROCK LRFIA(BG), None None -75.0
BURmastic . . . . FBWSB, or
deck . Fastener (4), equally SBS-CAS CGF or Trisotech 6-inch o.c. Gypsum-Fiber 6-inch o.c.
Composite Ply R FB6-
) (Field W/D spaced center Roof Board
Premium PEBATF
> 67 Ibf) rows
TABLE 6¢: GYPSUM DECKS — REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck X Top Insulation Roof Cover (3.1.4) MDP
Base Insulation
No. (4.1.2) Type Fastener (4.2.3) Attach Base Ply Ply | Cap Ply (psf)
TPA IN TPA BONDING ADHESIVE:
- ) . . . . . -37.5%
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech or Tremco Twin Loc-Nail Assembled Fastener 1 per
G-33. gypsum deck combination, loose laid Trisotech G (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft? None None BB1-TPABA H(\'/\:_?Z)
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech or Tremco Twin Loc-Nail Assembled Fastener 1 per
-54. N N BB1-TPABA -45.0*
G5 gypsum deck combination, loose laid Trisotech G (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3 ft? one one >0
. . . . . OMG Polymer Gyptec Fastener (min. 2-inch
G-55. Existing (Optlt?nal? One or more layers, any M!n. L.5-inch Trisotech or embedment) with Polymer Gyptec Metal Plate; 1 perz None None BB1-TPABA -45.0*
gypsum deck combination, loose laid Trisotech G . 2.0ft
Withdrawal > 180 Ibf
TPA IN TPA LV SINGLE PLY BONDING ADHESIVE:
- . . . ) ) . -37.5%
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech or Tremco Twin Loc-Nail Assembled Fastener 1 per
G-36. gypsum deck combination, loose laid Trisotech G (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft? None None BB2-TPALV H(\'/\:_?Z)
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech or Tremco Twin Loc-Nail Assembled Fastener 1 per
G-57. N N BB2-TPALV -45.0*
gypsum deck combination, loose laid Trisotech G (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3 ft? one one
. . . . . OMG Polymer Gyptec Fastener (min. 2-inch
Existi Opt I)O | Min. 1.5-inch Trisotech 1
G-58. XIsting (©p |(?na ) neor mo.re ayers, any !n inch frisotech or embedment) with Polymer Gyptec Metal Plate; perz None None BB2-TPALV -45.0*
gypsum deck combination, loose laid Trisotech G . 2.0ft
Withdrawal > 180 Ibf
TPA FB IN HOT ASPHALT:
- ~ - R "
G-59 Existing "F/rl;g(')tle'ihlr}gtz)glssféelfhlvlel;lti-Max Min. 1-inch Structodek HD Tremco Twin Loc-Nail Assembled Fastener 1 per None None FB1-HA 37';’
’ gypsum deck FA3 ! ! with Primed Red Coating (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft? H(\'/\‘HZ)
Min. 1.5-inch Trisotech G
Existing . -~ Min. 1-inch Structodek HD Tremco Twin Loc-Nail Assembled Fastener 1 per
G-60. Trisotech, 1SO 95+ GL, Multi-M . ) ) - . . N N FB1-HA -45.0*
gypsum deck FZ_S?C: ec uiti-viax with Primed Red Coating (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3 ft? one one
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TABLE 6¢: GYPSUM DECKS — REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck R Top Insulation Roof Cover (3.1.4) MDP
No. (4.1.2) Type Fastener (4.2.3) Attach | Base Ply Ply Cap Ply (psf)
. Min. 1.5-inch Trisotech G, . . OMG Polymer Gyptec Fastener (min. 2-inch
G-61. EXls:Lnri deck Trisotech, ISO 95+ GL, Multi-Max v’\clltl ;r;nmc:ds;;udczzdairnHD embedment) with Polymer Gyptec Metal Plate; zlg?trz None None FB1-HA -45.0*
EYp FA-3 & Withdrawal > 180 Ibf :
TPA FB IN TPA BONDING ADHESIVE:
. . Min. 1.5-inch Trisotech G ) . -37.5%
E | | ! T T Loc-Nail A led F 1
G-62. xisting (Optlgna ) One or more ayers, any Trisotech, 1O 95+ GL, Multi- re.mco‘ win Loc-Nai ssem? ed Fastener per2 None None FB3-TPABA (NO
gypsum deck combination, loose laid (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft
Max FA-3 HVHZ)
- Min. 1.5-inch Trisotech G ) . ) . -37.5%
Existing . -~ Min. 0.5-inch Structodek HD | Tremco Twin Loc-Nail Assembled Fastener 1 per
-63. T h, 1 L, Multi-M N N FB3-TPABA
663 gypsum deck F:_s;’tec 15095+ GL, Multi-Max 1 it primed Red Coating (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 | "o'¢ one 3 H(\'/\ll-?z)
Min. 1.5-inch Trisotech G
Existi i | | ! T Twin Loc-Nail A: led F 1
G-64. isting (Optional) One or more layers, any | i ooty 150 95+ GL, Multi- | | emee TWin Loc-Nail Assembled Fastener PET | None None FB3-TPABA -45.0%
gypsum deck combination, loose laid Max FA-3 (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3 ft
Min. 1.5-inch Trisotech G
Existing . -~ Min. 0.5-inch Structodek HD | Tremco Twin Loc-Nail Assembled Fastener 1 per
-65. T h, 1 L, Multi-M N N FB3-TPABA -45.0*
663 gypsum deck F:_s;’tec 15095+ GL, Multi-Max 1 it primed Red Coating (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3f2 | "o"¢ one 3 >0
Existin (Optional) One or more layers, an Min. 1.5-inch Trisotech G, OMG Polymer Gyptec Fastener (min. 2-inch 1 per
G-66. suné deck coswbination loose laid Yers, any Trisotech, ISO 95+ GL, Multi- | embedment) with Polymer Gyptec Metal Plate; 5 (’;ﬂ_z None None FB3-TPABA -45.0%*
gyp g Max FA-3 Withdrawal > 180 Ibf :
. Min. 1.5-inch Trisotech G, . . OMG Polymer Gyptec Fastener (min. 2-inch
G-67. Em:lﬂi deck Trisotech, ISO 95+ GL, Multi-Max mltr;] g}ismlzthset(;l::c;ggik HD embedment) with Polymer Gyptec Metal Plate; zlg:trz None None FB3-TPABA -45.0*
gvp FA-3 e Withdrawal > 180 Ibf :
TPA FB IN FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
- ) . . ) ) . -37.5%
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech G, Tremco Twin Loc-Nail Assembled Fastener 1 per
G-68. N N FB4-FBWB
gypsum deck combination, loose laid Trisotech CGF (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft2 one one H(\'/\Il-(ljz)
. Min. 1.5-inch Trisotech G . . . . -37.5%
Existing X -~ Min. 1-inch Structodek HD Tremco Twin Loc-Nail Assembled Fastener 1 per
-69. T h, 1 L, Multi-M N N FB4-FBWB
G-69 gypsum deck F;:_s?c’)tec 150 95+ GL, Multi-Max with Primed Red Coating (min. 1-inch embedment); Withdrawal > 134 Ibf | 1.8 ft2 one one H(\'/\ll-?z)
Existing (Optional) One or more layers, any Min. 1.5-inch Trisotech G, Tremco Twin Loc-Nail Assembled Fastener 1 per
G-70. N N FB4-FBWB -45.0%*
gypsum deck combination, loose laid Trisotech CGF (min. 1-inch embedment); Withdrawal > 120 Ibf | 1.3 ft? one one
e Min. 1.5-inch Trisotech G, . . OMG Polymer Gyptec Fastener (min. 2-inch -37.5*
E L 1- D . 1
G-71. Xls:Lnri deck Trisotech, I1SO 95+ GL, Multi-Max v'\clltl Pr;nmc:ds':;udczc;daetli(nH embedment) with Polymer Gyptec Metal Plate; ) g?trz None None FB4-FBWB (NO
gyp FA-3 6 Withdrawal > 150 Ibf : HVHZ)
. . : . . OMG Polymer Gyptec Fastener (min. 2-inch
G-72. Existing (Optl(:.anal? One or more layers, any M!n. L.5-inch Trisotech G, embedment) with Polymer Gyptec Metal Plate; 1 perz None None FB4-FBWB -45.0*
gypsum deck combination, loose laid Trisotech CGF . 2.0ft
Withdrawal > 180 Ibf
Existin (Optional) One or more layers, an Min. 2-inch Trisotech G, OMG Polymer Gyptec Fastener (min. 2-inch 1 per
G-73. surﬁ deck coswbination loose laid YErs, a0 | Trisotech CGF, Trisotech, embedment) with Polymer Gyptec Metal Plate; 4 (?ftz None None FB4-FBWB -45.0*
gyp ' IS0 95+ GL Withdrawal > 360 Ibf :
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TABLE 6¢: GYPSUM DECKS — REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
System Deck X Top Insulation Roof Cover (3.1.4) MDP
Base Insulation
No. (4.1.2) Type | Fastener (4.2.3) Attach Base Ply Ply Cap Ply (psf)
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Existing (Optional) One or more layers, any | Min. 2-inch Trisotech G, Trcs:mco Twm' Loc-Nail Asscj:-mbled Fastener 1 per FBS-TLRA, 4-inch
G-74. - . - - (minimum withdrawal resistance at slated > | None None o.c. or FB7-PSFA, -52.5
gypsum deck combination, loose laid Trisotech CGF or Trisotech 1.3ft
embedment > 140 Ibf) spatter
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
- ) ) . . Tremco Twin Loc-Nail Assembled Fastener
G-75. Existing (Optl(?nal? One or more layers, any M!n. 2-inch Trlsotesh G, (minimum withdrawal resistance at slated ! perz None None FB6-PEBATF -52.5
gypsum deck combination, loose laid Trisotech CGF or Trisotech 1.3ft
embedment > 140 |bf)

TABLE 7A

: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate o Peed MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base PI PI Cap PI (psf)*
(4.1.2,4.2.3) LLs (3.1.3) » (3.1.3) o y A
TPA IN TPA BONDING ADHESIVE OR TPA LV SINGLE PLY BONDING ADHESIVE:
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or
LRFIA, 12- LRFIA, 12- BB1-TPABA
R-1 brushed/spudded and vacuumed to Trisotech G, Trisotech CGF or . ! SECUROCK Gypsum-Fiber Roof . ! None None or -142.5
) inch o.c. inch o.c. BB2-TPALV
remove loose gravel Trisotech Board
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or
R-2 brushed/spudded and vacuumed to Trisotech G, Trisotech CGF or LRF_IA(BG)’ SECUROCK Gypsum-Fiber Roof LRFAIA(BG)’ None None BB1-TPABA or -187.5
. 12-inch o.c. 12-inch o.c. BB2-TPALV
remove loose gravel Trisotech Board
. (Optional) Min. 0.5-inch LRFIA or LRFIA or
E h-surf: le- BB1-TPABA
R-3 xisting smooth-surface or granule Trisotech G, Trisotech CGFor | LRFIA (BG), | Min.0.25-inch DensDeck Prime | LRFIA (BG), | None None °" | 2625
surface BUR or SBS modified bitumen ) . . BB2-TPALV
Trisotech 12-inch o.c. 12-inch o.c.
- (Optional) Min. 0.5-inch LRFIA or . . LRFIA or
Existing smooth-surface or granule- h . Min. 0.25-inch SECUROCK BB1-TPABA or
- Trisotech G, Trisotech CGF LRFIA (BG LRFIA (BG -285.
R-4 surface BUR or SBS modified bitumen r!so ech s, risotec or X (BG), Gypsum-Fiber Roof Board . (BG), None None BB2-TPALV 85.0
Trisotech 12-inch o.c. 12-inch o.c.
Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- . . . PSFA, 12- BB1-TPABA or
RS surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. None None BB2-TPALV 262:5
R-6 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- Min. 0.25-inch SECUROCK PSFA, 12- None None BB1-TPABA or 2850
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Gypsum-Fiber Roof Board inch o.c. BB2-TPALV ’
TPA FB IN HOT ASPHALT OR THERMASTIC:
LRFIA or LRFIA or
Existing fully-adhered haltic BUR FB1-HA
R-7 xsting tufly-adered asphattic BUR OF | npin 1.5-inch Trisotech G LRFIA (BG), | Min. 0.5-inch DensDeck LRFIA (8G), | None None or -120.0
mineral surface cap sheet K K FB2-THERM
12-inch o.c. 12-inch o.c.
BACKTO TOP LINKTO TOP OF ATTACHMENT REQUIREMENTS ONEMO. All rights reserved.
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap PI (psf)*
( ) yp 3.13) yp 3.13) y y p Ply
. . LRFIA or Min. 0.5-inch SECUROCK Gypsum- | LRFIA or
R-8 Z‘;z:j leljlrlzz;::f;:regha;[;haltlc BUR or Min. 1.5-inch Trisotech G LRFIA (BG), Fiber Roof Board or min. 7/16- LRFIA (BG), None None E:;-'I:I:\E()RrM -157.5
P 12-inch o.c. inch DEXcell Cement Roof Board 12-inch o.c.
BP-AA, SBS- | (Optional) BP-
LRFIA or LRFIA or
Existing fully-adhered asphaltic BUR or . . . ) . AA, BP- AA, SBS-AA, BP- | FB1-HA or
R-9 mineral surface cap sheet Min. 1.5-inch Trisotech G Iiil-:ilr/]-\cLBS)é Min. 0.5-inch DensDeck ;I;:Ir/]-\c(hBS)c, SEBS or SEBS or SBS- FB2-THERM -120.0
o o SBS-SEBS SEBS
. . BP-AA, SBS- | (Optional) BP-
Existing fully-adhered asphaltic BURor | N LRFIA or Min. 0.5-inch SECUROCK Gypsum- | LRFIA or AA, BP- AA, SBS-AA, BP- | FB1-HA or
R-10 X Min. 1.5-inch Trisotech G LRFIA (BG), Fiber Roof Board or min. 7/16- LRFIA (BG), -157.5
mineral surface cap sheet 12-inch o.c inch DEXcell Cement Roof Board 12-inch o.c SEBS or SEBS or SBS- FB2-THERM
o o SBS-SEBS SEBS
a1 | EXistingfully-adhered asphaltic BUR or | i ooty Trisotech 6 PSFA, 12- Min. 0.5-inch DensDeck PSFA, 12- None None FBL-HA or -120.0
mineral surface cap sheet inch o.c. inch o.c. FB2-THERM
- ) Min. 0.5-inch SECUROCK Gypsum-
R-12 EX,IStmg fully-adhered asphaltic BUR or Min. 1.5-inch Trisotech G .PSFA' 12- Fiber Roof Board or min. 7/16- .PSFA' 12- None None FB1-HA or -157.5
mineral surface cap sheet inch o.c. . inch o.c. FB2-THERM
inch DEXcell Cement Roof Board
BP-AA, SBS- | (Optional) BP-
Existing fully-adhered asphaltic BUR or . . . PSFA, 12- . . PSFA, 12- AA, BP- AA, SBS-AA, BP- | FB1-HA or
R-13 mineral surface cap sheet Min. 1.5-inch Trisotech G inch o.c. Min. 0.5-inch DensDeck inch o.c. SEBS or SEBS or SBS- FB2-THERM -1200
SBS-SEBS SEBS
. . BP-AA, SBS- | (Optional) BP-
Existing fully-adhered asphaltic BUR or ) ) ) PSFA, 12- Min. 0.5-inch SECUROCK Gypsum- | pop) ) AA, BP- AA, SBS-AA, BP- | FB1-HA or
R-14 X Min. 1.5-inch Trisotech G . Fiber Roof Board or min. 7/16- . -157.5
mineral surface cap sheet inch o.c. inch DEXcell Cement Roof Board inch o.c. SEBS or SEBS or SBS- FB2-THERM
SBS-SEBS SEBS
TPA FB IN TPA BONDING ADHESIVE OR FLEECE BACKED WB SINGLE PLY BONDING ADHESIVE:
Min. 0.25-inch DensDeck Prime or
- B i in. 0.5-i )
R-15 E:j:::;;;!faljiie(fediild vacuumed to g’?ii::::er;l)GM'IFr;is?)tiézchF or LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- None None FB3-TPABA or -142.5
P . ! inch o.c. Board or min. 7/16-inch DEXcell inch o.c. FB4-FBWB :
remove loose gravel Trisotech
Cement Roof Board
Min. 0.25-inch DensDeck Prime or
Gravel-surfaced BUR, (Optional) Min. 0.5-inch X
h . LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), FB3-TPABA or
-1 brushed dded and dt Trisotech G, Trisotech CGF -187.
R-16 rushed/spudded and vacuumed to r!so ecn &, Trisotec or 12-inch o.c. Board or min. 7/16-inch DEXcell 12-inch o.c. None None FB4-FBWB 875
remove loose gravel Trisotech
Cement Roof Board
L (Optional) Min. 0.5-inch LRFIA or LRFIA or
Ri7 | EXisting smooth-surface or granule Trisotech G, Trisotech CGFor | LRFIA (BG), | Min.0.25-inch DensDeck Prime | LRFIA (BG), | None None FB3-TPABACT | 165
surface BUR or SBS modified bitumen . . . FB4-FBWB
Trisotech 12-inch o.c. 12-inch o.c.
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap PI (psf)*
( ) yp 3.13) yp (3.1.3) y y p Ply
Min. 0.25-inch SECUROCK
Existing smooth-surface or granule (Optional) Min. 0.5-inch LRFIA or G\;;st?mSFiltr:Zr songBooa(rfd or min LRFIA or FB3-TPABA or
- ) J Tri h G, Tri h CGF LRFIA (B ) " | LRFIA (B ) -285.
R18 | surface BUR or SBS modified bitumen | 1">0tech G, Trisotech CGF or A (BG). | /16 inch DEXcell Cement Roof 1A (BG), | None None FB4-FBWB 285.0
Trisotech 12-inch o.c. 12-inch o.c.
Board
R-19 Ex.lstlng fully-adhered asphaltic BUR or M.ln. 0.§-|nch Structod.ek HD Hot asphalt None N/A None None FB3-TPABA 45.0
mineral surface cap sheet with Primed Red Coating
TPA FB IN TREMCO LR ADHESIVE (RIBBONS) OR TREMCO PSF ADHESIVE (SPATTER):
Gravel-surfaced BUR, FB5-TLRA, 12-
brushed/spudded and vacuumed to (Optional) Min. 0.5-inch LRFIA or Min. 0.25-inch DensDeck Prime or | LRFIA or inch o.c c;r -30.0
R-20 remove loose gravel or smooth-surface | Trisotech G, Trisotech CGF or LRFIA (BG), SECUROCK Gypsum-Fiber Roof LRFIA (BG), None None FB7-P§F-A (NO
or granule-surface BUR or SBS Trisotech 12-inch o.c. Board 12-inch o.c. ’ HVHZ)
- . spatter
modified bitumen
Gravel-surfaced BUR,
brushed/spudded and vacuumed to . . . LRFIA or . . LRFIA or .FBS-TLRA' 12- -37.5
Min. 0.5-inch Trisotech G, (Optional) additional layer(s) base inch o.c. or
R-21 remove loose gravel or smooth-surface Trisotech CGF or Trisotech LRFIA (BG), insulation LRFIA (BG), None None FB7-PSFA (NO
or granule-surface BUR or SBS 12-inch o.c. 12-inch o.c. ’ HVHZ)
- . spatter
modified bitumen
Gravel-surfaced BUR, FB5-TLRA, 6-
brushed/spudded and vacuumed to (Optional) Min. 0.5-inch LRFIA or Min. 0.25-inch DensDeck Prime or | LRFIA or inch o.c c;r
R-22 remove loose gravel or smooth-surface | Trisotech G, Trisotech CGF or LRFIA (BG), SECUROCK Gypsum-Fiber Roof LRFIA (BG), None None - -75.0
. ) ) FB7-PSFA,
or granule-surface BUR or SBS Trisotech 12-inch o.c. Board 12-inch o.c.
- . spatter
modified bitumen
Gravel-surfaced BUR, (Optional) Min. 0.5-inch LRFIA, 12- ?Elgﬂ(r)zgi;rz;c:p[s)j:qs-gfbc:r?gfe . LRFIA, 12- iFnBcsh_ZLf A<;r4 )
R-23 brushed/spudded and vacuumed to Tr!sotech G, Trisotech CGF or inch o.c. Board or min. 7/16-inch DEXcell inch o.c. None None FB7-PSFA, -142.5
remove loose gravel Trisotech
Cement Roof Board spatter
. . . Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
R-24 Srrj:lfle_;zficdejegii;j vacuumed to '(I'oriZtt)Itoerlahl)GM':'?{S%:ES‘;;ECEGF or LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), None None inch o.c. or -187.5
P . ! 12-inch o.c Board or min. 7/16-inch DEXcell 12-inch o.c. FB7-PSFA, :
remove loose gravel Trisotech
Cement Roof Board spatter
B5-TL -
Existing smooth-surface or granule- (Optional) Min. 0.5-inch LRFIA or LRFIA or iFncs;l;l; ?Aor4
R-25 & o & . Trisotech G, Trisotech CGF or LRFIA (BG), Min. 0.25-inch DensDeck Prime LRFIA (BG), None None o -262.5
surface BUR or SBS modified bitumen . X X FB7-PSFA,
Trisotech 12-inch o.c. 12-inch o.c.
spatter
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base P PI Cap PI (psf)*
( ) yp 3.3 yp (3.1.3) y y p Ply
Min. 0.25-inch SECUROCK FBS-TLRA, 4-
Existing smooth-surface or granule- (Optional) Min. 0.5-inch LRFIA or G\;;sgm-SFiltr:Zr songBooa(rfd or min LRFIA or incsh o.c <;r
R-26 | surface BUR or 5BS modified bitumen | 11i20tech G Trisotech CGFor | LRFIA (BG), | 75 ooy pexcell cement Roof | ERFVA (BS), | None None FB7-PSFA, 2850
Trisotech 12-inch o.c. 12-inch o.c.
Board spatter
Gravel-surfaced BUR, Optional min. 1-inch Trisotech Min. 0.5-inch DensDeck Prime or FB5-TLRA, 4-
brushed/spudded and vacuumed to . . LRFIA or X LRFIA or . .
R.27 remove loose eravel or smooth-surface G, Trisotech CGF or Trisotech LRFIA(BG), 6- SECUROCK Gypsum-Fiber Roof LRFIA(BG), 6- BP-CAS or (Optional) BP- inch o.c. or 825
g followed by R-50 Insulation . ! Board or min. 7/16-inch DEXcell . ! SBS-CA5 CAS5 or SBS-CAS | FB7-PSFA, ’
or granule-surface BUR or SBS " \ inch o.c. inch o.c.
- . Systems “RICH-E-BOARD Cement Roof Board spatter
modified bitumen
(Optional) Min. 0.5-inch Min. 0.125-inch TremBoard AC or
Trisotech G, Trisotech CGF, min. 0.5-inch Structodek HD with
Trisotech, H-Shield, Multi-Max Primed Red Coating, min. 0.25- FB5-TLRA, 4-
Gravel-surfaced BUR, . . . .
R-28 brushed/spudded and vacuumed to FA3, RESISTA or Ultra-Max or LRFIA, 12- inch DensDeck Prime or LRFIA, 12- BP-CAS or (Optional) BP- inch o.c. or 1425
remove Iogse ravel min. 1-inch Styrofoam Brand inch o.c. SECUROCK Gypsum-Fiber Roof inch o.c. SBS-CA5 CAS or SBS-CA5 | FB7-PSFA, ’
g Roofmate, Highload 60 or Board, min. 0.5-inch SECUROCK spatter
Plazamate Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
(Optional) Min. 0.5-inch
Trisotech G, Trisotech CGF, FB5-TLRA 4-
Gravel-surfaced BUR, Trisotech, H-Shield, Multi-Max LRFIA(BG), M.ln. 0.12'5—|nch TremBoard AC. or LRFIA(BG), BP-CAS or (Optional) BP- inch o.c. or
R-29 brushed/spudded and vacuumed to FA3, RESISTA or Ultra-Max or X min. 0.5-inch Structodek HD with X -165.0
. . 12-inch o.c. . . 12-inch o.c. SBS-CA5 CAS or SBS-CAS FB7-PSFA,
remove loose gravel min. 1-inch Styrofoam Brand Primed Red Coating spatter
Roofmate, Highload 60 or P
Plazamate
(Optional) Min. 0.5-inch
Trisotech G, Trisotech CGF, FBS-TLRA. 4-
Existing smooth-surface or granule- Trisotech, H-Shield, Multi-Max LRFIA or Min. 0.125-inch TremBoard ACor | LRFIA or BP-CAS or (Optional) BP- inch o.c c;r
- E - LI B in. 0.5-i D wi L B o - X
R-30 surface BUR or SBS modified bitumen FA3, R 'SISTA or Ultra-Max or RF.IA( G), ml.n 0.5-inch Strl.Jctodek HD with RFAIA( G), SBS-CAS CAS or SBS-CA5 | FB7-PSFA, 165.0
min. 1-inch Styrofoam Brand 12-inch o.c. Primed Red Coating 12-inch o.c. t
Roofmate, Highload 60 or spatter
Plazamate
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap Pl (psf)*
(4.1.2,42.3) I (3.13) e (3.13) v v pry
(Optional) Min. 0.5-inch
Trisotech G, Trisotech CGF, Min. 0.25-inch DensDeck Prime,
Gravel-surfaced BUR Trisotech, H-Shield, Multi-Max DEXcell FA Glass Mat Roof Board FB5-TLRA, 4-
R-31 brushed/spudded an,d vacuumed to FA3, RESISTA or Ultra-Max or LRFIA(BG), or SECUROCK Gypsum-Fiber Roof | LRFIA(BG), BP-CAS or (Optional) BP- inch o.c. or 187.5
remove IOSSe ravel min. 1-inch Styrofoam Brand 12-inch o.c. Board, min. 0.5-inch SECUROCK 12-inch o.c. SBS-CA5 CAS or SBS-CA5 | FB7-PSFA, ’
g Roofmate, Highload 60 or Cement Roof Board or min. 7/16- spatter
Plazamate or min. 1-inch Atlas inch DEXcell Cement Roof Board
ThermalStar Type I
(Optional) Min. 0.5-inch
Trisotech G, Trisotech CGF, Min. 0.25-inch DensDeck Prime or FB5-TLRA 4-
Existing smooth-surface or granule- Trisotech, H-Shield, Multi-Max LRFIA or SECUROCK Gypsum-Fiber Roof LRFIA or BP-CAS or (Optional) BP- inch o.c <;r
R-32 & Y orgranu FA3, RESISTA or Ultra-Max or LRFIA(BG), Board, min. 0.5-inch SECUROCK LRFIA(BG), P - -262.5
surface BUR or SBS modified bitumen . R X K . SBS-CA5 CAS or SBS-CA5 | FB7-PSFA,
min. 1-inch Styrofoam Brand 12-inch o.c. Cement Roof Board or min. 7/16- 12-inch o.c. spatter
Roofmate, Highload 60 or inch DEXcell Cement Roof Board P
Plazamate
Min. 0.25-inch DensDeck Prime,
LREIA or DEXcell FA Glass Mat Roof Board LRFIA or FB5-TLRA, 4-
R-33 Existing smooth-surface or granule- Min. 1-inch Atlas ThermalStar LRFIA(BG) or SECUROCK Gypsum-Fiber Roof LRFIA(BG) BP-CAS or (Optional) BP- inch o.c. or 2850
surface BUR or SBS modified bitumen Type Il X ! Board, min. 0.5-inch SECUROCK X ! SBS-CA5 CAS5 or SBS-CA5 | FB7-PSFA, :
12-inch o.c. K 12-inch o.c.
Cement Roof Board or min. 7/16- spatter
inch DEXcell Cement Roof Board
Gravel-surfaced BUR, (Optional) Min. 0.5-inch LRFIA, 12 ?Elgﬂcrlgi;rg:pgj:qsgfbc:r?gfe ° | WA or BP-CAGor | (Optional) BP iFnBci_ZLgé;rA )
R34 | brushed/spudded and vacuumedto | Trisotech G, Trisotech CGF, inch o.c. Board or Min. 0.5-inch Structodek | " “BG) | sps.cas | CA6orSBS-CAG | FB7-PSFA, 142
remove loose gravel Trisotech, RESISTA ) . ) 12-inch o.c.
HD with Primed Red Coating spatter
. . . FB5-TLRA, 4-
R-35 Effsvfle'ifsrfﬁfeﬁi:}j vacuumed to '(I'OriZ:)ISeT:II)GM‘II'r;i.s%tSe-;EC(r:]GF LRFIA(BG), ~ | Min. 0.3-inch Structodek HD with tﬁg:ﬁ(gre) Bp-cAGor | (Optional) BP- | incho.c.or | 4654
P . ! ! 12-inch o.c. Primed Red Coating X ’ SBS-CA6 CA6 or SBS-CA6 | FB7-PSFA, :
remove loose gravel Trisotech, RESISTA 12-inch o.c.
spatter
FB5-TLRA, 4-
Opti 1) Min. 0.5-inch LRFIA LRFIA . !
R-36 Existing smooth-surface or granule- '(I'riz;toerlah )G 'Il'r;isote;ECCGF LRFIA((E)irG) Min. 0.5-inch Structodek HD with LRFIA(;rG) BP-CA6 or (Optional) BP- inch o.c. or -165.0
surface BUR or SBS modified bitumen . ! ! X ! Primed Red Coating X ! SBS-CA6 CA6 or SBS-CA6 | FB7-PSFA, :
Trisotech, RESISTA 12-inch o.c. 12-inch o.c.
spatter
Gravel-surfaced BUR, (Optional) Min. 0.5-inch LRFIA(BG) Min. 0.25-inch DensDeck Prime or | LRFIA or BP-CA6 or (Optional) BP- rnii-stAc;f-
R-37 brushed/spudded and vacuumed to Trisotech G, Trisotech CGF, X ! SECUROCK Gypsum-Fiber Roof LRFIA(BG), P o -187.5
) 12-inch o.c. . SBS-CA6 CA6 or SBS-CA6 | FB7-PSFA,
remove loose gravel Trisotech, RESISTA Board 12-inch o.c.
spatter
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate MDP
No. (4.1.2,4.2.3) Type A;tf‘;h Type A;t:;h Base Ply Ply Cap Ply (psf)*
FB5-TLRA, 4-
Existing smooth-surface or granule- (O.ptional) Min: 0.5-inch LRFIA or . . ) LRFIA or BP-CA6 or (Optional) BP- incsh o.c. <;r
R-38 surface BUR or SBS modified bitumen Tr!sotech G, Trisotech CGF, LRF‘IA(BG), Min. 0.25-inch DensDeck Prime LRF‘IA(BG), SBS-CAG CA6 or SBS-CA6 | FB7-PSFA, -262.5
Trisotech, RESISTA 12-inch o.c. 12-inch o.c.
spatter
. . . FB5-TLRA, 4-
rgo | Existing smooth-surface or granule- (T?izto'toe”cﬂ)GM}?i's%tSe';ECgGF tii:ﬁ(g;) Min. 0.25-inch SECUROCK tﬁg:ﬁ (‘;rG) BP-CA6or | (Optional) BP- | inch o.c. or 850
surface BUR or SBS modified bitumen ) ! ! ) ! Gypsum-Fiber Roof Board . ! SBS-CA6 CA6 or SBS-CA6 | FB7-PSFA, ’
Trisotech, RESISTA 12-inch o.c. 12-inch o.c.
spatter
Insulation: (Optional) Additional
layer(s) base insulation FB5-TLRA, 4-
f40 g:j:ﬁ;’;;;;izejeﬁgi’ vacuumed to Min. 0.5-inch Trisotech G, LRFIA, 12- Coverboard: Min. 0.25-inch LRFIA, 12- SBS.TA Nome inch o.c. or a2s
remove loose gravel Trisotech CGF or Trisotech inch o.c. SECUROCK Gypsum-Fiber Roof inch o.c. FB7-PSFA,
Board or min. 7/16-inch DEXcell spatter
Cement Roof Board
Insulation: (Optional) Additional
layer(s) base insulation FB5-TLRA, 4-
R-41 Existing smooth-surface or granule- Min. 0.5-inch Trisotech G, LRFIA, 12- Coverboard: Min. 0.25-inch LRFIA, 12- SBS-TA None inch o.c. or 1800
surface BUR or SBS modified bitumen Trisotech CGF or Trisotech inch o.c. SECUROCK Gypsum-Fiber Roof inch o.c. FB7-PSFA, ’
Board or min. 7/16-inch DEXcell spatter
Cement Roof Board
Insulation: (Optional) Additional
ﬁravsl—;urfacde(;:i 3UR’d d layer(s) base insulation FB5-TLRA, 4-
R-42 rer:wsofe I/c?zge greavZInorvsar::)l;The—sutr(:’ace Min. 0.5-inch Trisotech G, LRFIA (BG), Coverboard: Min. 0.25-inch LRFIA (BG), SBS-TA None inch o.c. or -180.0
Trisotech CGF or Trisotech 12-inch o.c. SECUROCK Gypsum-Fiber Roof 12-inch o.c. FB7-PSFA,
or granule-surface BUR or SBS . .
" . Board or min. 7/16-inch DEXcell spatter
modified bitumen
Cement Roof Board
. . . FB5-TLRA, 12-
R-43 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- 2@202{5(5:;rg:p?j;ﬁ??bc:r?g:f or PSFA, 12- None None inch o.c. or '(3'\?60
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Board inch o.c. FB7-PSFA, HVHZ)
spatter
FB5-TLRA, 12-
R-44 Existing smooth-surface or granule- Min. 0.5-inch Trisotech G or PSFA, 12- (Optional) additional layer(s) base | PSFA, 12- None None inch o.c. or '(3'\‘7(')5
surface BUR or SBS modified bitumen Trisotech CGF inch o.c. insulation inch o.c. FB7-PSFA, HVHZ)
spatter
. . . FB5-TLRA, 6-
c4s | Existing smooth-surface or granule- | (Optional) Min. 0.5-inch PSFA, 12- SME'&'J%;'g:p?j;f?fbc:r?;:f " | psFa, 12- None Nome inch o.c. or 50
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Board inch o.c. FB7-PSFA, :
spatter
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap PI (psf)*
(4.1.2,42.3) I (3.13) e (3.13) v v pry
FB5-TLRA, 4-
Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- . . . PSFA, 12- inch o.c. or
im0 surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. None None FB7-PSFA, 262.5
spatter
Min. 0.25-inch SECUROCK FB5-TLRA, 4-
R-47 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- Gypsum-Fiber Roof Board or min. | PSFA, 12- None None inch o.c. or 285.0
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. 7/16-inch DEXcell Cement Roof inch o.c. FB7-PSFA, :
Board spatter
. . FB5-TLRA, 4-
R-48 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- m:: 8.ézii:f?;:rzrcig‘dlaeia::)%vcit%r PSFA, 12- BP-CAS or (Optional) BP- inch o.c. or 165.0
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. T . inch o.c. SBS-CA5 CAS or SBS-CA5 | FB7-PSFA, ’
Primed Red Coating
spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
R-49 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- SECUROCK Gypsum-Fiber Roof PSFA, 12- BP-CAS or (Optional) BP- inch o.c. or 2625
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Board or min. 7/16-inch DEXcell inch o.c. SBS-CA5 CAS5 or SBS-CA5 | FB7-PSFA, '
Cement Roof Board spatter
FB5-TLRA, 4-
Min. 0.125-inch T B A !
R-50 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- m:: 8 5-i:clk?§trurcig1decl’<a}:c||3 vSitohr PSFA, 12- BP-CA6 or (Optional) BP- inch o.c. or 165.0
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. L . inch o.c. SBS-CA6 CAG6 or SBS-CA6 FB7-PSFA, :
Primed Red Coating
spatter
Min. 0.25-inch DensDeck Prime or FB5-TLRA, 4-
R-51 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- SECUROCK Gypsum-Fiber Roof PSFA, 12- BP-CA6 or (Optional) BP- inch o.c. or 2625
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Board or min. 7/16-inch DEXcell inch o.c. SBS-CA6 CA6 or SBS-CA6 | FB7-PSFA, '
Cement Roof Board spatter
Insulation: (Optional) Additional
layer(s) base insulation FB5-TLRA, 4-
R-52 Existing smooth-surface or granule- Min. 0.5-inch Trisotech G or PSFA, 12- Coverboard: Min. 0.25-inch PSFA, 12- SBS-TA None inch o.c. or -180.0
surface BUR or SBS modified bitumen Trisotech CGF or Trisotech inch o.c. SECUROCK Gypsum-Fiber Roof inch o.c. FB7-PSFA, ’
Board or min. 7/16-inch DEXcell spatter
Cement Roof Board
TPA FB IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 0.25-inch DensDeck Prime or
Gravel-surfaced BUR, (Optional) Min. 0.5-inch X
R-53 brushed/spudded and vacuumed to Trisotech G, Trisotech CGF or !"RFIA’ 12 SECUROCK 'Gypsum.Flber Roof !'RFIA' 12 None None FB6-PEBATF -142.5
. inch o.c. Board or min. 7/16-inch DEXcell inch o.c.
remove loose gravel Trisotech
Cement Roof Board
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate JaR Attach MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl Pl Cap PI (psf)*
( ) yp 3.13) yp (3.1.3) y y p Ply
Min. 0.25-inch DensDeck Prime or
Gravel-surfaced BUR, (Optional) Min. 0.5-inch X
R-54 brushed/spudded and vacuumed to Trisotech G, Trisotech CGF or LRF‘IA(BG)’ SECUROCK .Gypsum.Flber Roof LRF‘IA(BG)’ None None FB6-PEBATF -187.5
. 12-inch o.c. Board or min. 7/16-inch DEXcell 12-inch o.c.
remove loose gravel Trisotech
Cement Roof Board
Existing smooth-surface or granule- (Optional) Min. 0.5-inch LRFIA or LRFIA or
R-55 & i 8 . Trisotech G, Trisotech CGF or LRFIA (BG), Min. 0.25-inch DensDeck Prime LRFIA (BG), None None FB6-PEBATF -262.5
surface BUR or SBS modified bitumen . X X
Trisotech 12-inch o.c. 12-inch o.c.
Existing smooth-surface or granule (Optional) Min. 0.5-inch LRFIA or gﬂln.st?r.rzlslgilgzrsggfug(gﬁg or min LRFIA or
R-56 & orerar Trisotech G, Trisotech CGFor | LRFIA (BG), ypsu " | LRFIA(BG), | None None FB6-PEBATF | -285.0
surface BUR or SBS modified bitumen . K 7/16-inch DEXcell Cement Roof X
Trisotech 12-inch o.c. 12-inch o.c.
Board
Min. 0.25-inch DensDeck Prime or
Gravel-surfaced BUR, (Optional) Min. 0.5-inch X .
. . LRFIA, 12- SECUROCK Gypsum-Fiber Roof LRFIA, 12- BP-CAS or (Optional) BP-
R-57 brushed/spudded and vacuumed to Tr!sotech G, Trisotech CGF or inch o.c. Board or min. 7/16-inch DEXcell inch o.c. SBS-CAS CAS or SBS-CAS FB6-PEBATF 142.5
remove loose gravel Trisotech
Cement Roof Board
Min. 0.25-inch DensDeck Prime or
Gravel-surfaced BUR, (Optional) Min. 0.5-inch X .
h . LRFIA(BG), SECUROCK Gypsum-Fiber Roof LRFIA(BG), BP-CAS or (Optional) BP-
R-58 brushed/spudded and vacuumed to Tr!sotech G, Trisotech CGF or 12-inch o.c. Board or min. 7/16-inch DEXcell 12-inch o.c. SBS-CAS CAS or SBS-CAS FB6-PEBATF 187.5
remove loose gravel Trisotech
Cement Roof Board
. (Optional) Min. 0.5-inch LRFIA or LRFIA or .
Existing smooth-surface or granule- A . . . . BP-CAS or (Optional) BP-
R-59 surface BUR or SBS modified bitumen Tr!sotech G, Trisotech CGF or LRF'IA (BG), Min. 0.25-inch DensDeck Prime LRF.IA (BG), SBS-CAS CAS or SBS-CAS FB6-PEBATF 262.5
Trisotech 12-inch o.c. 12-inch o.c.
Existing smooth-surface or granule (Optional) Min. 0.5-inch LRFIA or gﬂ;;sgrrzlsl:_:;:rssgfugcgfg or min LRFIA or BP-CAS or (Optional) BP
R-60 | (urface BUR or SBS modified bitumen | 1 s0tech G, Trisotech CGFor | LRFIA (BG), 1 7)) o5 o pexcell cement Roof | RPA(BSL | gge eas CA5 or SBS-CA5 | DO PEBATE | -285.0
Trisotech 12-inch o.c. 12-inch o.c.
Board
Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- . . . PSFA, 12-
R-61 surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. Min. 0.25-inch DensDeck Prime inch o.c. None None FB6-PEBATF 262:5
Min. 0.25-inch SECUROCK
Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- Gypsum-Fiber Roof Board or min. | PSFA, 12-
R-62 surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. 7/16-inch DEXcell Cement Roof inch o.c. None None FB6-PEBATF 2850
Board
Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- . . . PSFA, 12- BP-CA5S or (Optional) BP-
R63 | surface BUR or SBS modified bitumen | Trisotech G or Trisotech CGF | inch o.c. Min. 0.25-Inch DensDeck Prime | o o ¢ SBS-CAS CA5 or sBs-CA5 | |DOPEBATF 2625
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Section 4.1.2) or performance of the
substrate (See Section 4.2.3). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (3.1.4)
System Substrate e e MDP
ac ac
No. 4.1.2,4.2.3 Type Type Base Pl PI Cap Pl (psf)*
(4.1.2,42.3) I (3.13) e (3.13) v v prY

Min. 0.25-inch SECUROCK

R-64 Existing smooth-surface or granule- (Optional) Min. 0.5-inch PSFA, 12- Gypsum-Fiber Roof Board or min. | PSFA, 12- BP-CAS or (Optional) BP- FB6-PEBATE 2850
surface BUR or SBS modified bitumen Trisotech G or Trisotech CGF inch o.c. 7/16-inch DEXcell Cement Roof inch o.c. SBS-CA5 CAS or SBS-CAS5 ’
Board

TABLE 78: STEEL - RECOVER
SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, INDUCTION WELDED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

Substrat Attachment
System ubstrate Insulation Layer - Roof Cover (3.1.4) MDP
No. (4.1.2) Fastener (4.2.3) Spacing (psf)
EX|sF|ng s?andlng seam or lap seam metaliroof covers | Oneor m(‘Jre I.ayers, Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1 12-inch o.c. Tremco TPA induction-welded with SFS
R-65 having min. 16 gauge (0.0598 inch), 50 ksi steel any combination, P-6.8-PVC Plate are fastened through to . . -45.0
) . o ) along purlins isoweld® 3000 tool.
purlins spaced max. 60-inch o.c. preliminarily fastened purlins
EX|s.t|ng sFandmg seam or Iap.seam metaTI roof covers One or more I.ayers, Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1 12-inch o.c. Min. 80-mil Tremco TPA induction-welded
R-66 having min. 14 gauge (0.075 inch), 50 ksi steel purlins | any combination, P-6.8-PVC Plate are fastened through to ) . . -52.5
. T . along purlins with SFS isoweld® 3000 tool.
spaced max. 72-inch o.c. preliminarily fastened purlins
Existi i | | f | Dekfast DF-#12-PC- ith SFS i 1d® F1-
X|sF|ng sFandmg seam or ap.seam metaT roo covgrs Oneor mgre .ayers, ekfast C-SQ3 with SFS isoweld G-inch o.c. along Min. 80-mil Tremco TPA induction-welded
R-67 having min. 14 gauge (0.075 inch), 50 ksi steel purlins | any combination, P-6.8-PVC Plate are fastened through to . . . -82.5
. Lo . purlins with SFS isoweld® 3000 tool.
spaced max. 72-inch o.c. preliminarily fastened purlins
Existing standing seam or lap seam metal roof covers | One or more layers, Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1- . . . .
-inch o.c. al T TPA -wel h SF
R-68 having min. 16 gauge (0.0598 inch), 50 ksi steel any combination, P-6.8-PVC Plate are fastened through to 6 |n(.: 0-¢. along . remco induction-welded with SFS -90.0
. . T . purlins isoweld® 3000 tool.
purlins spaced max. 60-inch o.c. preliminarily fastened purlins
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TABLE 7c: STEEL - RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)
3 Insulation (3.1.2) Roof Cover (3.1.4) VIDP
ystem
Deck (4.1.2) Attach
No. Type ac Membrane Fastener (3.1.1, 4.2.3) Attachment (psf)
Existing sta.ndlng. seam or lap seam m.etal roof ' One or more prelim. Tr'ufast #12 PurI[l[n Fastener 18-inch o.c. within min. 5-inch wide laps spaced max. 73-inch o.c. -30.0
R-69 covers having min. 16 gauge (0.0598 in.), 50 ksi layers, any attached TPA with Trufast 2.4” Barbed to engage steel purlin. Laps sealed with 1.5-inch heat weld (NO
steel purlins spaced max. 73-inch o.c. combination Metal Seam Plate gag P - 1P ’ ’ HVHZ)
Existi i | | f Trufast #12 Purlin F
xisting sta.ndmg. seam or fap seam m.eta roo . One or more Prelim. r.u ast ur,l,n astener 12-inch o.c. within min. 5-inch wide laps spaced max. 73-inch o.c.
R-70 covers having min. 16 gauge (0.0598 in.), 50 ksi layers, any TPA with Trufast 2.4” Barbed . X . -45.0
R N I attached to engage steel purlin. Laps sealed with 1.5-inch heat weld.
steel purlins spaced max. 73-inch o.c. combination Metal Seam Plate
Existing sta.ndlng‘ seam or lap seam m.etal roof . One or more Prelim. Tr.ufast #12 PurI’|,n Fastener 6-inch o.c. within min. 5-inch wide laps spaced max. 73-inch o.c.
R-71 covers having min. 16 gauge (0.0598 in.), 50 ksi layers, any TPA with Trufast 2.4” Barbed . . . -60.0
: . L attached to engage steel purlin. Laps sealed with 1.5-inch heat weld.
steel purlins spaced max. 73-inch o.c. combination Metal Seam Plate
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