NOTES:

1.

10.
11,
12.

13.
THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH

REQUIREMENTS OF THE FLORIDA BUILDING CODE.

WOOD FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED TO PROPERLY
TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY OPENING IS THE
RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

WHERE SHIM OR BUCK THICKNESS IS LESS THAN 1—1/2" UNITS MUST BE ANCHORED
THROUGH THE FRAME IN ACCORDANCE WITH MANUFACTURER’'S PUBLISHED INSTALLATION
INSTRUCTIONS. ANCHORS SHALL BE SECURELY FASTENED DIRECTLY INTO MASONRY,
CONCRETE OR OTHER STRUCTURAL SUBSTRATE MATERIAL.

WHERE WOOD BUCK THICKNESS IS 1-1/2" OR GREATER, BUCK SHALL BE SECURELY
FASTENED TO MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE. UNITS MAY BE
ANCHORED THROUGH FRAME TO SECURED WOOD BUCK IN ACCORDANCE WITH
MANUFACTURER’S PUBLISHED INSTALLATION INSTRUCTIONS.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

BUCKS SHALL EXTEND BEYOND UNIT FRAME INTERIOR FACE SO THAT FULL FRAME SUPPORT
IS PROVIDED.

SHIM AS REQUIRED AT EACH ANCHOR LOCATION WITH LOAD BEARING SHIM. SHIM WHERE
SPACE OF 1/16”7 OR GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 1/47.
SHIMS SHALL BE LOCATED, APPLIED AND MADE FROM MATERIALS AND THICKNESS CAPABLE
OF SUSTAINING APPLICABLE LOADS.

WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR CALCULATIONS.
FRAME MATERIAL: MAHOGANY.

UNITS MUST BE GLAZED PER ASTM E1300, SEE SHEET 4 FOR GLASS DETAILS.

APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED FOR THIS PRODUCT IN WIND
BORNE DEBRIS REGIONS.

14.

15.

16.

17.

18.
19.

REVISIONS

REV

DESCRIPTION

DATE

APPROVED

A ADDED RATINGS FOR GLASS B

01/22/26

R.L.

FOR ANCHORING THROUGH INSTALLATION CLIP AND ANGLE CLIP INTO WOOD FRAMING OR 2X
BUCK USE #10 WOOD SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE A 1 1/47 MINIMUM
EMBEDMENT INTO SUBSTRATE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND
INSTALLATION DETAILS.

FOR ANCHORING THROUGH INSTALLATION CLIP AND ANGLE CLIP INTO METAL STRUCTURE OR
2X BUCK USE #10 SMS OR SELF DRILLING SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE
5 THREADS MINIMUM BEYOND STRUCTURE INTERIOR WALL. LOCATE ANCHORS AS SHOWN IN
ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO WOOD FRAMING OR 2X BUCK USE #10 WOOD SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/47 MINIMUM EMBEDMENT INTO SUBSTRATE. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO MASONRY/CONCRETE USE 3/16” TAPCONS WITH SUFFICIENT LENGTH
TO ACHIEVE A 1 1/4” MINIMUM EMBEDMENT INTO SUBSTRATE WITH 2 MINIMUM EDGE
DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO METAL STRUCTURE USE #10 SMS OR SELF DRILLING SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE INTERIOR WALL.
LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER’S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:
WOOD: MINIMUM SPECIFIC GRAVITY OF G=0.42

. CONCRETE: MINIMUM COMPRESSIVE STRENGTH OF 2,000 PSI.

MASONRY: HOLLOW/FILLED BLOCK PER ASTM C90 WITH Fm=2,000PSI MINIMUM.

METAL STRUCTURE: STEEL 18GA (.0487) FY=33KSI/FU=52KSI OR

ALUMINUM 6063—T5 FU=30KSI .048" THICK MINIMUM

OO >

SIGNED: 02/11/2026

REILLY WINDOW & DOORS

901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
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NOTES: REVISIONS

1. PANEL SIZE: 36" x 64 3/8" REV DESCRIPTION DATE APPROVED
2. D.LO.:311/5"x611/4"
3. FRAME HEAD TO JAMB CORNERS WERE COPED, BUTTED AND JOINED TOGETHER WITH #10X4-3/4" WOOD A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L

SCREWS AND SEALED WITH BINDAN DA4.

4. SILL TO JAMB CORNERS ARE COPED, BUTTED AND JOINED WITH M8X1-9/16" MACHINE SCREWS THROUGH
SILL INTO JAMBS THREADED INSERTS AND SEALED WITH SG20 SILICONE.

5. RAILS AND STILES ARE COPED, BUTTED AND JOINED WITH .394"X3.150" DOWELS, GLUED AND SEALED WITH

BINDEN D4.
6. HINGES ARE LOCATED 5" FROM EACH END AND 28 1/2" MAX O.C. THERAFTER. 747 FRAME WIDTH
) 8" MAX
74”7 FRAME WIDTH e
17 A, L 18 1/4" _ _ 20 3/4 ” o
‘ MAX. O.C. MAX 6" MAX. ———=—] ‘Hf e

6" MAX [ —— H — I 6” MAX : A :
28 1/2 V4 A $ S WB AN

MAX 1] I WEEP HOLES:

0.C. / AN 12 / N\ (6) 1/4" WEEP HOLES LOCATED 12" MAX

yz N MAX O.C. y e AN 0.C. USING ASHLAND PROWEEP 60606
/ L EA—— ) | e
Frame
3 1/27 MAX || T HEIGHT i
S N 4 h -
HEIGHT AN E jw e ] AN E :W e |

,,L — u A 6 " MAX

6 MAX — = = - = = - —— e = = = = = = =
f RWD WOOD INSWING - DOUBLE % RWD WOOD INSWING - DOUBLE
EXTERIOR VIEW (ANCHORS THROUGH HARDWARE & HINGES) EXTERIOR VIEW (ANCHORS THROUGH FRAME)
WITH GLASS A WITH GLASS B WITH GLASS B
DESIGN PRESSURE RATING | IMPACT RATING | | DESIGN PRESSURE RATING | IMPACT RATING | | DESIGN PRESSURE RATING | IMPACT RATING SIGNED: 02/11/2026
LARGE & SMALL LARGE & SMALL LARGE & SMALL \ \ Wiy,
+65.0PSF WISSILE IMPACT +60.0PSF WISSILE IMPACT +65.0PSF WISSILE IMPACT REILLY WINDOW & DOORS el O//,
901 BURMAN BLVD., BLDG 701 Yy
MISSILE LEVEL D, WIND ZONE 4 MISSILE LEVEL D, WIND ZONE 4 MISSILE LEVEL D, WIND ZONE 3 CALVERTON. NY 11933 — .

FOR OTHER SIZES SEE CHART #1 SHEET 3A FOR OTHER SIZES SEE CHART #2 SHEET 3A FOR OTHER SIZES SEE CHART #3 SHEET 3A

RWD WOOD INSWING CASEMENT
IMPACT
DOUBLE CASEMENT ELEVATION

HARDWARE SCHEDULE
A [(6) MERIT 4.5 BUTT HINGES (BRASS) AT JAMBS —
B. [(2) HOPPE LEVER SET AT MEETING STILE L 08—03982A
C.|[(2) NOVA SHOOT BOLT STRIKE AT HEAD AND SILL
D. [(2) HOPPE SHOOT BOLT MIDDLE EXTENSION 891 MM W/600 MM ROLLER AT MEETING STILE PATE11/14/23 SHEET2 OF 16
E. |(1) HOPPE SHOOT BOLT TOP EXTENSION 775 MM W/SHOOT BOLT AT MEETING STILE . ROBEATO LOMAS PE Luie R Lomas PE
F. [(2) NOVAROLLER STRIKE AT MEETING STILE 208 7th Ave, INDIALANTIC, FL 32903 S No LRSE L
G.|(1) CUSTOMWATER RETURN SILL ASHLAND PRO-WEEP 60606 AT SILL 434-686-0609  rllomas@Iriomaspe.com a



REVISIONS

REV DESCRIPTION DATE APPROVED

177 MAX. — =~ 2 7/167 MAX.
6”7 MAX, ——f=—m 6" MAX.
!
31/2" uAX |\ : - . ! %
T 6 MAX 67 MAX
= o A
/ MAX /
28 1/27 0.C.
MAX 4 S R 4 IR
/ MAX e
/ L Rl | R I
L f
. 69"
69 —
FRAME
FRAME N
HEIGHT AN HEIGHT - | L
N N\
N A il N A
N N\
N\ N\
_y $
] \ L:=' ﬁ ) L P \ ’:=
3 1/27 MAX | . _ _ MAX 6" MAX -
f f [
RWD WOOD INSWING - SINGLE RWD WOOD INSWING - SINGLE
EXTERIOR VIEW (ANCHORS THROUGH HARDWARE & HINGES) EXTERIOR VIEW (ANCHORS THROUGH FRAME)
WITH GLASS A WITH GLASS B WITH GLASS B

DESIGN PRESSURE RATING | IMPACT RATING | | DESIGN PRESSURE RATING | IMPACT RATING | | DESIGN PRESSURE RATING | IMPACT RATING
LARGE & SMALL LARGE & SMALL LARGE & SMALL

165.0PSF MISSILE IMPACT +60.0PSF MISSILE IMPACT 165.0PSF MISSILE IMPACT
MISSILE LEVEL D, WIND ZONE 4 MISSILE LEVEL D, WIND ZONE 4 MISSILE LEVEL D, WIND ZONE 3
FOR OTHER SIZES SEE CHART #1 SHEET 3A FOR OTHER SIZES SEE CHART #2 SHEET 3A FOR OTHER SIZES SEE CHART #3 SHEET 3A SIGNED: 02/11/2026
REILLY WINDOW & DOORS
901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
RWD WOOD INSWING CASEMENT
IMPACT
HARDWARE SCHEDULE SINGLE CASEMENT ELEVATION
A |(6) MERIT 4.5 BUTT HINGES (BRASS) AT JAVBS ——
B. [(2) HOPPE LEVER SET AT MEETING STILE L 08—03982A
C.[(2) NOVASHOOT BOLT STRIKE AT HEAD AND SILL
D.[(2) HOPPE SHOOT BOLT MIDDLE EXTENSION 891 MM W/600 MM ROLLER AT MEETING STILE PR 11/14/23 T3 OF 16
E. |(1) HOPPE SHOOT BOLT TOP EXTENSION 775 MM W/SHOOT BOLT AT MEETING STILE . ROBERTO LOMAS P.E. Luis B L o E
F. [(2) NOVAROLLER STRIKE AT MEETING STILE 208 7th Ave, INDIALANTIC, FL 32903 Y lFSL No © ”gg; 14
G.|(1) CUSTOMWATER RETURN SILL ASHLAND PRO-WEEP 60606 AT SILL 434-688-0609  rllomas@Iriomaspe.com B




REVISIONS

Chart #1 REV DESCRIPTION DATE APPROVED
Rating of units with glass A (psf) A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L
Frame Frame width (in)
Height 18.0 24.0 30.0 36.0 42.0 48.0

(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg

24.0 750 | 75.0 | 75.0 [ 75.0 75.0 75.0 | 750 | 75.0 | 75.0 | 75.0 | 75.0 | 75.0

30.0 75.0 | 75.0 | 75.0 | 75.0 75.0 75.0 | 750 [ 75.0 | 75.0 | 750 | 75.0 | 75.0

36.0 750 | 75.0 | 75.0 [ 75.0 75.0 75.0 | 750 [ 75.0 | 75.0 | 75.0 | 73.0 | 73.0

42.0 75.0 | 75.0 | 75.0 | 75.0 75.0 750 | 750 | 750 | 715 | 715 [ 67.0 | 67.0

48.0 75.0 | 75.0 | 75.0 | 75.0 75.0 75.0 | 730 | 73.0 | 67.0 | 67.0 | 62.5 | 62.5

54.0 75.0 75.0 75.0 75.0 75.0 75.0 69.5 69.5 | 63.5 63.5 - - Chart #3
60.0 75.0 | 75.0 | 75.0 | 75.0 75.0 75.0 | 66.7 | 66.7 - - - - Rating of units with glass B (psf)
64.4 75.0 75.0 75.0 75.0 73.3 73.3 65.0 65.0 - - - - Frame Frame width (in)
‘752" ;:8 ;28 ;2'8 ;2'8 ;53 ;5‘3 - - - - - - Height 18.0 24.0 30.0 36.0 42.0 48.0
-0 . . - - - - - - - - - - (in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg

78.0 750 | 75.0 | 75.0 [ 75.0 - - - - - - - -

24.0 70.0 | 70.0 [ 70.0 | 70.0 70.0 70.0 | 700 [ 70.0 | 70.0 | 70.0 | 70.0 | 70.0

840 | 790 | 790 | 747 | 747 - - - - - - - - 300 | 700 | 700 | 700 | 700 | 700 | 70.0 | 70.0 | 70.0 | 70.0 | 70.0 | 70.0 | 70.0

90.0 75.0 | 75.0 | 69.7 | 69.7 - - - - - - - -

36.0 70.0 | 70.0 [ 70.0 | 70.0 70.0 70.0 | 70.0 | 70.0 | 70.0 | 70.0 | 70.0 | 70.0

96.0 750 | 75.0 | 654 | 654 - - - - - - - -

42.0 70.0 | 70.0 [ 70.0 | 70.0 70.0 70.0 | 700 | 70.0 | 70.0 | 70.0 | 67.0 | 67.0

1020 | 750 | 750 - - - - - - - - - - 48.0 | 700 | 700 | 70.0 | 700 | 700 | 700 | 70.0 | 70.0 | 67.0 | 67.0 | 625 | 625

108.0 | 75.0 | 75.0 - - - - - - - - - -

114.0 | 734 | 73.4

54.0 70.0 | 70.0 [ 70.0 | 70.0 70.0 70.0 | 695 [ 695 | 635 [ 63.5 - -
60.0 70.0 | 70.0 [ 70.0 | 70.0 70.0 70.0 | 66.7 | 66.7 - -

LARGE MISSILE IMPACT UP TO WIND ZONE 4 644 | 700 | 700 | 700 | 700 | 700 | 700 | 650 | 650

66.0 | 70.0 | 700 | 70.0 | 700 | 700 | 70.0 | - - - n n 5
72.0 | 700 | 70.0 | 700 | 700 | 69.7 | 69.7 | - - - - - -
78.0 | 700 | 70.0 | 700 | 700 | - - - - - . N :
Chart #2 84.0 | 700 | 700 | 700 | 700 | - - - - - n n 5
90.0 | 70.0 | 700 | 69.7 | 69.7 | - - - - . n 5 :
96.0 | 70.0 | 700 | 654 | 654 | - - - - - . N :

Rating of units with glass B (psf)

Frame Frame width (in) 102.0 | 70.0 | 70.0 - - - - B - - - - B

Height 18.0 24.0 30.0 36.0 42.0 48.0 7080 700 T700 T = - - - . - : - - :
(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg 114.0 | 700 | 70.0 N - N _ N - - . - N
24.0 | 60.0 | 60.0 | 60.0 [ 60.0 60.0 [ 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0 LARGE MISSILE IMPACT UP TO WIND ZONE 3

30.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0

36.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0

42.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 | 60.0 [ 60.0 | 60.0 | 60.0

48.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0 | 60.0

54.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 | 60.0 [ 60.0 - -

60.0 60.0 | 60.0 [ 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 - - - -

64.4 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 | 60.0 | 60.0 - - - -

66.0 60.0 | 60.0 | 60.0 | 60.0 60.0 60.0 - - - - - R

72.0 60.0 | 60.0 ( 60.0 | 60.0 60.0 60.0 - - - - - -

78.0 60.0 | 60.0 | 60.0 | 60.0 - - - - - - - -

84.0 60.0 | 60.0 | 60.0 | 60.0 - - - - - - - -

90.0 60.0 | 60.0 ( 60.0 | 60.0 - - - - - - - R

96.0 60.0 | 60.0 | 60.0 | 60.0 - - - - - - - -

102.0 | 60.0 | 60.0 - - - - - - - - - -

108.0 | 600 | 600 | - - . - . - - - - - SIGNED: 02/11/2026

114.0 | 60.0 | 60.0 - - - - - - - - - -

LARGE MISSILE IMPACT UP TO WIND ZONE 4 REILLY WINDOW & DOORS

901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933

RWD WOOD INSWING CASEMENT
IMPACT
RATING CHARTS

DWG NO.
08-03982A

DATE 19 /14/23 SHEETIA OF

L. ROBERTO LOMAS P.E, :
208 7th Ave, INDIALANTIC, FL 32903 Lu lFSI_ RN Lo ”g g ; 1 z £
434-688-0609  rllomas@Irlomaspe.com 0.




PARTS LIST REVISIONS
NO. | PART NUMBER DESCRIPTION MANUFACTURER MATERIAL REV DESCRIPTION DATE APPROVED
1 J7 JAMB REILLY MAHOGANY A ADDED RATINGS FOR GLASS B 01/22/26 R.L.
2 |u7a HEAD REILLY MAHOGANY
3 |7 SILL REILLY MAHOGANY @/
4 |ca3 CASING REILLY MAHOGANY
5 |SNT.2 NOSING REILLY MAHOGANY
6 |A237 STILE REILLY MAHOGANY
7 | n2.10n STILE REILLY MAHOGANY
8 | GSA OLASS STOP REILLY MAHOGANY
9 | AST.5 EXTERIOR ASTRAGAL REILLY MAHOGANY (9 EXTERIOR FOR ILLUSTRATION PURPOSES
10 | A2.56 STILE REILLY MAHOGANY
11 | As15 INTERIOR ASTRAGAL REILLY MAHOGANY INTERIOR ONLY
12 | 125P—PBA-4.5X4.5 | BUTT HINGE MERIT BRASS FOR INSTALLATION DETAILS REFER
13 | 1740123 VERONA WINDOW LEVER HOPPE BRASS TO SHEETS 6 -11
14 | 12,37 HEAD & SILL FRAME REILLY MAHOGANY
15 | 895566 OFAR SIEGENIA SST
16 | NEW ALUM EXT | EXTRUSION NOVA ALUMINUM 6063-T5
17 | 60606 PROWEEP 4 AMOUNT AS ASHLAND HARDWARE | PLASTIC /@
18 | ws24-8B WEATHERSTRIP BLACK RCT FPDM 75 SHORE A
19 | 60 DURO-WH ASTRAGAL WEATHER SEAL IND—EX 60 DURO
20 | 6116-WH-1875 | GLAZING TAPE LAMATEK FOAM
21 | 6116-WH-375 GLAZING TAPE LAMATEK FOAM
22 | 995-WH-20 07 | STRUCTURAL SILICONE CAULK DOW CORNING
23 | 902944155 WOOD SCREW #6 McMASTER CARR | SST
24 | 90065A199 WOOD SCREW #8 McMASTER CARR SST VERTICAL CROSS SECTION
25 | 917714199 48-30 SMS McMASTER CARR | SST
7" 1"
1/8" ANN »‘ - 1/8" ANN 3/16" ANN —b |-
060" PVB BY KURARAY —tH—J14— 060" PVB BY KURARAY 090" PVB BY KURARAY —HH4—
1/8" ANN —= == = 1/8" ANN /167 ANN —— o SIGNED: 02/11/2026
TR nEen ST nEen REILLY WINDOW & DOORS
BRONZE ANODIZED 901 BURMAN BLVD., BLDG 701
/ SPACER (207484) 22 CALVERTON, NY 11933
¢ | S A MR ! /@ RWD WOOD INSWING CASEMENT
7/16" BITE 7/16" BITE L CROSS SECTIONS
i B.OM. &
SEETING BLOCK SB 574 WG NO-
NEOPRENE 80 DUROMETER 08-03982A
SEETING BLOCK SB 574 BY C.R. LAURENCE DATE 11 /14/23 SHEET4 OF 16
GLAZING DETAILA . S, o foV IR GLAZING DETAIL B L. ROBERTO LOMAS P.E. Luis R. Lomas PE.

208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

FL No.:

62514




REVISIONS

REV DESCRIPTION DATE APPROVED

A ADDED RATINGS FOR GLASS B 01/22/26 R.L.

FOR ILLUSTRATION PURPOSES ONLY
FOR INSTALLATION DETAILS REFER TO SHEETS 6 - 11

EXTERIOR
HORIZONTAL CROSS SECTION HORIZONTAL CROSS SECTION
DOUBLE SINGLE

SIGNED: 02/11/2026

REILLY WINDOW & DOORS

901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933

RWD WOOD INSWING CASEMENT
IMPACT
INSTALLATION DETAILS

DWG NO.

08—-03982A

DATE 19 /14/23 SHEETS OF 16
L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609 rllomas@Irlomaspe.com FL No.: 62514




WOOD FRAMING
OR 2X BUCK
BY OTHERS

WOOD FRAMING
OR 2X BUCK
BY OTHERS

o 1/27 MIN
EDGE DISTANCE

—~

!

1 1/47 MIN
EMBEDMENI

|

I
1/4” MAX Aj
SHIM SPACE

] \\\\——#wo WOOD

SCREW

INTERIOR

EXTERIOR

SILL TO BE
SET IN A BED OF
APPROVED SEALANT

S|

VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION

1/2” MIN
EDGE DISTANCE

#10 WOOD
SCREW

WOOD FRAMING
OR 2X BUCK
BY OTHERS

REVISIONS

REV DESCRIPTION DATE APPROVED

A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L

1.1/4” MIN.
EMBEDMENT

1/4” MIN
SHIM SPACE

| INTERIOR

4

EXTERIOR

JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE

DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 02/11/2026

REILLY WINDOW & DOORS

901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933

RWD WOOD INSWING CASEMENT
IMPACT
INSTALLATION DETAILS

DWG NO.
08-03982A

SHEET6 OF 16

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

DATE 11 /14/23

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS
2:7 MIN REV DESCRIPTION DATE APPROVED
EDGE DISTANCE A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L.
CONCRETE/
MASONRY ; )
BY OTHERS ” . N < 2 . i T 1/47 MIN.
a e s ., . EMBEDMENT
\\\\\ . 4 oo, s ) ? 1 1/47 MIN
.o “ ‘ e EMBEDMENT T TR
4 a < " B : 4 N <
) S o4 ! 2 Tl L /47 uax
MIN ; SHIM SPACE
7 | ! EDGE k| ¥ <
DISTANCE | v
1/47 Max | .
SHIM SPACE v
—
| |
\\\\\\5 16” TAPCON oo ]
1X BUCK / v
SEE NOTES .
SHEET 1 oT
v
N <
3/16” TAPCON Poos
INTERIOR N EXTERIOR
N
EXTERIOR v
1X BUCK B
SEE NOTES -
SHEET 1 . )
v
< Y =
CONCRETE/MASONRY
BY OTHERS
SEWEX N%JT% JAMB INSTALLATION DETAIL
SHEET 1 CONCRETE/MASONRY INSTALLATION
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
) NOT SHOWN FOR CLARITY.
- SILL TO BE 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
SET IN A BED OF DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 02/11/2026
APPROVED SEALANT
/| ! REILLY WINDOW & DOORS
901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
RWD WOOD INSWING CASEMENT

CONCRETE/ |
MASONRY .
BY OTHERS 1/4” wax |
SHIM SPACE
IMPACT
: INSTALLATION DETAILS
DWG NO.
08—03982A

SHEET7 OF 16

DATE 11 /14/23

Luis R. Lomas P.E.

L. ROBERTO LOMAS P.E.
208 7th A INDIALANTIC, FL 32
08 7th Ave, C, FL 52903 FL No.: 62514

434-688-0609  rllomas@Irlomaspe.com

VERTICAL CROSS SECTION

CONCRETE/MASONRY INSTALLATION



REVISIONS

REV DESCRIPTION DATE APPROVED

19" MIN A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L.
METAL —| -~ / :
STRUCTURE TEDGE DISTANCE
BY OTHERS
A\
| 1/47 MAX L
SHIM SPACE INTERIOR
| = 1/4” uax. 4 !
SHIM SPACE 17
1/27 MmN b
EDGE DISTANCE
#10 SMS OR
SELF DRILLING
SCREWS
#10 SMS OR
SELF DRILLING EXTERIOR
SCREW -
INTERIOR
EXTERIOR
METAL
STRUCTURE
BY OTHERS
4 ) !
-
SILL TO BE JAMB INSTALLATION DETAIL
SET IN A BED OF METAL STRUCTURE INSTALLATION
APPROVED SEALANT
) NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
i DESIGNED IN ACCORDANCE WITH ASTM E2112
A SIGNED: 02/11/2026
1/4” Max. |
SHIM SPACE REILLY WINDOW & DOORS
4////S N 901 BURMAN BLVD., BLDG 701
METAL CALVERTON, NY 11933
STRUCTURE
BY OTHERS VERTICAL CROSS SECTION RWD WOOD INSWING CASEMENT
METAL STRUCTURE INSTALLATION IMPACT

INSTALLATION DETAILS

DWG NO.

08—-03982A

DATE 11 /14/23 SHEETR OF 16
L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

127 N A | ADDED RATINGS FOR GLASS B 01/22/26 |R.L
FDGE DISTANCE
WOOD FRAMING
OR 2X BUCK \
BY OTHERS . .
~ 1 1/4” MIN. /47 MIN
FMBEDMENT SHIM SPACE
| O
RPIERYIN | INTERIOR
EVBEDMEN] 1/27
A MIN
| FDGE
] 1/47 MAX j DISTANCE ) [
SHIM SPACE
? RS | =
)
\ EXTERIOR
#10 WoOD
SCREW #10 WOOD
SCREW
D
]
INTERIOR
EXTERIOR s )
WOOD FRAMING )
OR 2X BUCK
BY OTHERS
_
JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 02/11/2026
SILL TO BE
/ SET IN A BED OF REILLY WINDOW & DOORS
APPROVED SEALANT 901 BURMAN BLVD., BLDG 701

CALVERTON, NY 11933
RWD WOOD INSWING CASEMENT

WOOD FRAMING
OR 2X BUCK IMPACT
BY OTHERS INSTALLATION DETAILS
~N

DWG NO.

08—03982A
VERTICAL CROSS SECTION PATE 11 /14/23 SHEETQ OF 16
WOOD FRAMING OR 2X BUCK INSTALLATION L. ROBERTO LOMAS P.E. Luis R, Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

FL No.: 62514




REVISIONS
277 MIN REV DESCRIPTION DATE APPROVED
EDGE DISTANCE A | ADDED RATINGS FOR GLASS B 01/22/26 |R.L
CONCRETE/
MASONRY i RPN
BY OTHERS e -
i R ) ‘ f EMBEDMENT
\\\\\ . a7 y ., 11/4” MIN
. ‘ e EMBEDMENT LA
4 a 7 2 < 4 N v
. : “ ’ < ! . 1/47 MAX
i 5" . SHIM SPACE
o v
7 . ! MIN 9 5 O
; EDGE
1/4” max | DISTANCE | INTERIOR
SHIM SPACE v
N
N T
3} v
. v - o
1X BUCK v
SEE NOTES \\4'5/W6”TAPCON .
SHEET 1 .
@ v
N
3/16” TAPCON P
INTERIOR < EXTERIOR
- EATERIOA
EXTERIOR v
1X BUCK .
SEE NOTES <
SHEET 1 . )
v
< N =
CONCRETE/MASONRY
BY OTHERS
SEWEX N%UT% JAMB INSTALLATION DETAIL
SHEET 1 CONCRETE/MASONRY INSTALLATION
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
) NOT SHOWN FOR CLARITY.
= SILL TO BE 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
SET IN A BED OF DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 02/11/2026
APPROVED SEALANT
/| ! REILLY WINDOW & DOORS
901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
INSWING CASEMENT

RWD WOOD

CONCRETE/ 1/4” max
MASONRY SHIM SPACE
IMPACT
, INSTALLATION DETAILS
DWG NO.

BY OTHERS
08—-03982A
SHEET]O OF

DATE 11 /14/23

Luis R. Lomas P.E.

L. ROBERTO LOMAS P.E.
208 7th A INDIALANTIC, FL 32
08 7th Ave, C, FL 52903 FL No.: 62514

434-688-0609  rllomas@Irlomaspe.com

VERTICAL CROSS SECTION

CONCRETE/MASONRY INSTALLATION



REVISIONS

REV DESCRIPTION DATE APPROVED

1/9” MIN A ADDED RATINGS FOR GLASS B OW/22/26 R.L.
METAL — / ‘
STRUCTURE TEDGE DISTANCE
BY OTHERS
N 1/4" MAX |
| SHIM SPACE INTERIOR
@
1 1/4” uax. 4 1/2”
SHIM SPACE MIN
EDGE
DISTANCE ]
410 SMS OR /////////////'
SELF DRILLING
SCREWS
#10 SMS OR EXTERIOR
SELF DRILLING
SCREW
INTERIOR
EXTERIOR VETAL
STRUCTURE
BY OTHERS
7. 2 1
-
JAMB INSTALLATION DETAIL
SILL TO BE METAL STRUCTURE INSTALLATION
SET IN A BED OF
APPROVED SEALANT
) NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
! DESIGNED IN ACCORDANCE WITH ASTM E2112
-~ SIGNED: 02/11/2026
1/47 uax. |t
SHIM SPACE REILLY WINDOW & DOORS
4////S N 901 BURMAN BLVD., BLDG 701
METAL CALVERTON, NY 11933
STRUCTURE
BY OTHERS VERTICAL CROSS SECTION RWD WOOD INSWING CASEMENT
METAL STRUCTURE INSTALLATION

IMPACT
INSTALLATION DETAILS

DWG NO.

08—-03982A

DATE 11 /14/23 SHEET{ 1 OF

L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 Lu lFSﬂ_ RNI Lo ”gg‘ ES> 1 z £
434-688-0609  rllomas@Irlomaspe.com 0.




WOOD FRAMING

1/2” MIN

OR 2X BUCK EDGE DISTANCE
BY OTHERS
AN
1 1/4” MIN
EMBEDMENT |
l Z N\
]] l
§ 1/47 MAX ‘j
SHIM SPACE
(2) #10 WOOD SCREW
INSTALLATION PER BRACKET
BRACKET i}
(4) #8 X 1
WOOD SCREW
PER BRACKET
EXTERIOR INTERIOR
VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION
MASONRY /CONCRETE
BY OTHERS 2" MIN

EDGE DISTANCE

!

INSTALLATION
BRACKET

(4) #8 X 17
WOOD SCREW
PER BRACKET

EXTERIOR

VERTICAL CROSS SECTION
MASONRY/CONCRETE INSTALLATION

“ S ) - ) 1 1/4” MIN
ie . 4 L Ll EMBEDMENT
4 A 4 < 4 ) 4 . A
L N7
J § 1/47 MAX ‘j
SHIM SPACE

(2) 3/16” TAPCON
PER BRACKET

INTERIOR

REVISIONS

INSTALLATION

REV DESCRIPTION DATE APPROVED
A | ADDED RATINGS FOR GLASS B 01/22/26 |R.L.
METAL STRUCTURE
BY OTHERS
1/2” MIN

EDGE DISTANCE

!

BRACKET
(4) #8 X 17
WOOD SCREW
PER BRACKET

EXTERIOR

VERTICAL CROSS SECTION
METAL STRUCTURE INSTALLATION

NOTES:

1.

2.

INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

REILLY WINDOW & DOORS

901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933

1/4” wax |

SHIM SPACE

(2) #10 SMS OR
SELF DRILLING SCREW
PER BRACKET

INTERIOR

SIGNED: 02/11/2026

RWD WOOD INSWING CASEMENT
IMPACT
INSTALLATION DETAILS W/ANGLE

DWG NO.

08—-03982A

DATE 11 /14/23

SHEET'H 2 OF

16

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514



REVISIONS
W W/ZLN MIN. - | |- W/4” MIN REV DESCRIPTION DATE APPROVED
EMBEDMENT SHIM SPACE
; A | ADDED RATINGS FOR GLASS B 01/22/26 |R.L
1/2” MIN
EDGE DISTANCE O n
? ST INTERIOR WE MW B/ EZE y g &NT
$ T L 1/47 MIN
/ o s SHIM SPACE
MIN Y
WOOD SCREW ISTANCE LS
PER BRACKET < 5 | O
ol — INTERIOR
/ . \ EXTERIOR f e e
WOOD FRAMING (4) #8 X 17 .
OR 2X BUCK WOOD SCREW , Y
5y OTHERS (2) 3/16” TAPCON .
PERCBRACKET PER BRACKET ) q
X e =
\ . D
INSTALLATION .
BRACKET . EXTERIOR
CONCRETE/ SR —
1/4” MIN MASONRY P )
e e . (4) #8 X 1
- SHIM SPACE BY OTHERS WOOD SCREW
i ] I PER BRACKET
1/2” MIN v
EDGE DISTANCE i O . <
INTERIOR . N
JAMB INSTALLATION DETAIL - o e AT
WOOD FRAMING OR 2X BUCK INSTALLATION < Nt
(2) #10 SMS OR -
SELF DRILLING SCREWS
PER BRACKET D
W EXTERIOR JAMB INSTALLATION DETAIL
\ \ oS CONCRETE/MASONRY INSTALLATION
(W‘%O?éBSéRWEW SIGNED: 02/11/2026
PER BRACKET
REILLY WINDOW & DOORS
901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
METAL ;ﬁ%gg%;g ‘BNSAT&?T‘ON RWD WOOD INSWING CASEMENT
IMPACT
INSTALLATION DETAILS W /ANGLE
v 7
NOTES DWG NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, 08—03982A
NOT SHOWN FOR CLARITY. PATE 11/14/23 SHEET13 OF 16
PERIMETER AND JOINT SEALANT BY OTHERS TO BE
JAMB INSTALLATION DETAIL sog A FOBERTOLOVAS P.E Luis R. Lomas P.E.
’ : FL No.: 62514
METAL STRUCTURE INSTALLATION 434-688-0609  rllomas@Irlomaspe.com

2.
DESIGNED IN ACCORDANCE WITH ASTM E2112



REVISIONS

REV DESCRIPTION DATE APPROVED

1/4" MAX 1 /4" MAX A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L.
SHIM SPACE INTERIOR SHIM SPACE INTERIOR
/2" MIN. L 1/2" MIN. o
FDGE DISTANCE FDGE DISTANCE
? — —=
11/2” MIN
EMBEDMENT
EXTERIOR (2) #10 SMS OR EXTERIOR
i SELF DRILLING
B SCREWS
/ (2) #8 x 17 PER ANGLE (2) #8 X 17 (2) #10 SMS OR
(2) #10 WOOD SCREW WOOD SCREW SELF DRILLING SCREW
WOOD SCREW PER ANGLE PER ANGLE PER ANGLE ;
PER ANGLE P 1/2” MIN
METAL | EDGE DISTANCE
STRUCTURE :
WOOD FRAMING METAL BY OTHERS \ INSTALLATION
OR 2X BUCK STRUCTURE ANGLE
BY OTHERS BY OTHERS ;
1 1
1/4” max. b |
SHIM SPACE
JAMB INSTALLATION DETAIL JAMB INSTALLATION DETAIL =
WOOD FRAMING OR 2X BUCK INSTALLATION METAL STRUCTURE INSTALLATION
(2) #10 WOOD SCREW 1 1/2” MIN (2) #8 X 17
PER ANGLE EMBEDMENT WOOD SCREW
PER ANGLE |y
1/2" MIN
WOOD FRAMING
OR 2% BUCK N 1| EDGE DISTANCE EXTERIOR INTERIOR
BY OTHERS o
M NOTES: VERTICAL CROSS SECTION
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, METAL STRUCTURE INSTALLATION
i NOT SHOWN FOR CLARITY.
-~ 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
1/4" MAX. j ] DESIGNED IN ACCORDANCE WITH ASTM E2112
SHIM SPACE SIGNED: 02/11/2026
INSTALLATION REILLY WINDOW & DOORS
ANGLE 901 BURMAN BLVD., BLDG 701
CALVERTON, NY 11933
(2) #8 X 1" RWD WOOD INSWING CASEMENT
WOOD SCREW IMPACT
SER ANGLE INSTALLATION DETAILS W /ANGLE
"""" DWG NO.
EXTERIOR INTERIOR L. 08-03982A

DATE 11 /14/23 SHEET1 4 OF 16

VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION

L. ROBERTO LOMAS P.E. :
208 7th Ave, INDIALANTIC, FL 32903 Lu lFSI_ RNI Lo ”g (2]‘ ES> 1 z £
434-688-0609  rllomas@Irlomaspe.com 0.




REVISIONS

REV DESCRIPTION

DATE APPROVED

A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L
| 7” | 7”
‘ 7”
? i
JAMB HEAD
@ MAHOGANY WOOD @ MAHOGANY WOOD @ SILL
‘<472 1/2" o MAHOGANY WOOD
~ 2 3/4" o
1 3/8" =
| 5 ‘ | LT 2 1/4”
‘ 2 174 , 11/2" =
11/2" ] ‘w/2 T ¢
. 3 3/4"
L . : e
@ CASING ﬁ NOSING STILE (JAMB) MEETING STILE GLASS STéP EXTERIOR ASTF»’L\GAL
MAHOGANY WOOD MAHOGANY WOOD NMHOGANYWOOD MAHOGANY WOOD MAHOGANY WOOD MAHOGANY WOOD
o - 9/16
-~ 2 15/16" —~ -
, 2 1/2" -~ 1 13/16"
; o AL I o/ /
- s ol B}
@ STILE (ASTRAGAL) INTERIOR ASTRAGAL BUTT HINGE @ EXTRUSION % @ WEATHERSTRIP @ WEATHER SEAL
MAHOGANY WOOD MAHOGANY WOOD BRASS ALUMINUM 6063-T5 .1250" THICK EPDM .75" DUROMETER EPDM .75" DUROMETER
4
4oy 1 9/16" |-
. 3" [ s BV S e RS DA SIGNED: 02/11/2026
2 7/8" — - - 1/27 . n
< , L (5 <5 REILLY WINDOW & DOORS
/4 2 ©) O
N 901 BURMAN BLVD., BLDG 701
- | CALVERTON, NY 11933
2 1/4” ‘ /27 = 2 RWD WOOD INSWING CASEMENT
© © i IMPACT :ﬁég ,é:;av
0 . COMPONENTS TATE OF .
‘ i © © © DWG NO N
NMHggzxyﬁooD " - = B 08-03982A Ssy7 O
INSTALLATION ANGLE INSTALLATION BRACKET

ALUMINUM 6063-T5 .125 " THICK

DATE 11 /14/23 SHEET1 5 OF

ALUMINUM 6063-T5 .125 " THICK

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.

FL No.: 62514




HARDWARE BILL OF MATERIALS REVISIONS
ITEM NO.:| PART NUMBER | DESCRIPTION |MANUFACTURER MATERIAL REV e — DATE APPROVED
77.1 895566 GEAR SIEGENIA STAINLESS STEEL
A | ADDED RATINGS FOR GLASS B 01/22/26 | R.L.
77.2 FEULO110-200011 |CORNER DRIVE |SIEGENIA STAINLESS STEEL
77.3 896631 LINKAGE S/z SIEGENIA STAINLESS STEEL
77.4 896624 LINKAGE S/zZ SIEGENIA STAINLESS STEEL
78.1 895566 GEAR SIEGENIA STAINLESS STEEL — z z
78.2 FEULO0150-200010 |CORNER DRIVE |SIEGENIA STAINLESS STEEL h
78.3 FMEUO0020-200010 | CORNER DRIVE |SIEGENIA STAINLESS STEEL
78.4 896631S LINKAGE S/z SIEGENIA STAINLESS STEEL e
78.5 896624 LINKAGE S/zZ SIEGENIA STAINLESS STEEL s b
78.6 896624 LINKAGE S/zZ SIEGENIA STAINLESS STEEL
79 870938 FRICTION STAY |SIEGENIA STAINLESS STEEL
79 878255 MOUNT PLATE |SIEGENIA STAINLESS STEEL
79 817131 RUBBER STOP |SIEGENIA RUBBER

77.2
274 78.5
19 1/32”
AFS
77.3 78.4 HANDLE
HEIGHT
=N
SINGLE CASEMENT
HARDWARE LAYOUT
‘ SIGNED: 02/11/2026
' 1/32° REILLY WINDOW & DOORS
AFS 901 BURMAN BLVD., BLDG 701
HANDLF CALVERTON, NY 11833
HEICHT RWD WOOD INSWING CASEMENT
.’7\ i /g. / = ‘ IMPACT
! HARDWARE
DWG NO.
DOUBLE CASEMENT L. 08—03982A
HARDWARELAYOUT DATE 1]/14/23 SHEET]6 OF 1]6

L. ROBERTO LOMAS P.E. :
208 7th Ave, INDIALANTIC, FL 32903 Lu lFSI_ RNI Lo ”g (2]‘ ES> 1 z £
434-688-0609  rllomas@Irlomaspe.com 0.
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