NOTES:

1.

2.

10.
1.
12.

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
REQUIREMENTS OF THE FLORIDA BUILDING CODE.

WOOD FRAMING, METAL STRUCTURE AND MASONRY OPENING TO BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY
OPENING IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

WHERE SHIM OR BUCK THICKNESS IS LESS THAN 1—1/2" WINDOW UNITS MUST BE

ANCHORED THROUGH THE FRAME IN ACCORDANCE WITH MANUFACTURER'S PUBLISHED
INSTALLATION INSTRUCTIONS. ANCHORS SHALL BE SECURELY FASTENED DIRECTLY INTO
MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE MATERIAL.

WHERE WOOD BUCK THICKNESS IS 1-1/2" OR GREATER, BUCK SHALL BE SECURELY
FASTENED TO MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE. WINDOW UNITS MAY
BE ANCHORED THROUGH FRAME TO SECURED WOOD BUCK IN ACCORDANCE WITH
MANUFACTURER’S PUBLISHED INSTALLATION INSTRUCTIONS.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

BUCKS SHALL EXTEND BEYOND WINDOW INTERIOR FACE SO THAT FULL FRAME SUPPORT IS
PROVIDED.

SHIM AS REQUIRED AT EACH ANCHOR LOCATION WITH LOAD BEARING SHIM. SHIM WHERE
SPACE OF 1/16” OR GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 3/8".
SHIMS SHALL BE LOCATED, APPLIED AND MADE FROM MATERIALS AND THICKNESS CAPABLE
OF SUSTAINING APPLICABLE LOADS.

WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR CALCULATIONS.
FRAME MATERIAL: ALUMINUM 6063—T5.

UNITS MUST BE GLAZED PER ASTM E1300, WITH SAFETY GLAZING

APPROVED IMPACT PROTECTIVE SYSTEM IS REQUIRED FOR THIS PRODUCT IN WIND BORNE
DEBRIS REGIONS.

13.

14.

15.

16.
17.

REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED DETAILS AND COMPONENTS 05/16/26 |R.L.

FOR ANCHORING INTO WOOD FRAMING OR 2X BUCK USE #12 OR #10 WOOD SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/4"” MINIMUM EMBEDMENT INTO SUBSTRATE. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO MASONRY/CONCRETE USE 3/16” ELCO ULTRACON WITH SUFFICIENT
LENGTH TO ACHIEVE A 1 3/4” MINIMUM EMBEDMENT INTO SUBSTRATE WITH 1 1/2”
MINIMUM EDGE DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION
DETAILS.

FOR ANCHORING INTO METAL STRUCTURE USE #10 OR #12 SMS OR SELF DRILLING
SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE
INTERIOR WALL. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.
ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER’S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:

17.1. WOOD — MINIMUM SPECIFIC GRAVITY OF G=0.42

17.2. CONCRETE — MINIMUM COMPRESSIVE STRENGTH OF 3,000 PSI.

17.3. GROUT FILLED MASONRY — STRENGTH CONFORMANCE TO ASTM C—90, GRADE N, TYPE 1
(OR GREATER).

17.4. METAL STRUCTURE: STEEL 18GA, 33KSI OR ALUMINUM 6063—T5 .125” THICK MINIMUM

SIGNED: 05/16/2026

SOLAR INNOVATIONS,
31 ROBERTS RD

INC.

Luis R. Lomas P.E.
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182" FRAME WIDTH

90° CORNER

6" MAX.

—{ [=— 4" MAX.

182" FRAME WIDTH

REVISIONS

REV

DESCRIPTION

DATE

APPROVED

REVISED DETAILS AND COMPONENTS

05/16/26 |R.L.
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NOTES:

AT CORNER

SERIES S18000 G-3 MULTI TRACK 90° NO POST SLIDING GLASS DOOR NON-IMPACT

EXTERIOR VIEW
WITH #10 ANCHORS
UNLIMITED NUMBER OF PANELS IN UNLIMITED CONFIGURATIONS ARE APPROVED AS LONG AS INDIVIDUAL PANEL

AREA DOES NOT EXCEED 48.05 FT? AND USES VERTICAL CONDITIONS AS SHOWN IN APPROVAL DOCUMENT

DESIGN PRESSURE RATING

IMPACT RATING

+50.0/-60.0PSF

NONE

SEE CHART #1, SHEET 4

1. PANEL SIZE: 60 1/2" X 114 3/8"
2. D.L.O.: 54" X 107 3/8"

WHERE WATER RESISTANCE PENETRATION IS REQUIRED

WHERE WATER RESISTANCE PENETRATION IS NOT REQUIRED

HARDWARE SCHEDULE

SINGLE HANDLE 2 POINT CLAW-TYPE LOCK ON LOCK STILE 32" & 52" FROM BOTTOM RAIL

METAL KEEPER AT LOCKS

DUAL STAINLESS STEEL ROLLER AT EACH END OF BOTTOM RAILS

(OPTIONAL) POLYMER OR SS ROLLER AT EACH END OF BOTTOM RAILS

RUBBER FILLER AT SILL TRACKS IN OPERABLE AREAS

EXTRUDED ALUMINUM COVERS AT EXPOSED TRACKS OF JAMBS & HEAD

EXTRUDED ALUMINUM WEATHER STRIP HOLDER/ASTRAGAL 90° CORNER PANEL SECTIONS

METAL RECESSED HANDLE AT 90° CORNER MEETING STILE

EXTRUDED ALUMINUM 90° NO POST CORNER

ool B I o0 Bl R B R Nl o) P

EXTRUDED ALUMINUM ANGLE UNDER SIDE OF SILL/VERTICAL SILL LEG

DESIGN PRESSURE RATING

IMPACT RATING

+55.0/-60.0PSF

NONE

SEE CHART #2, SHEET 4
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SOLAR INNOVATIONS,
ROBERTS RD

31

L——————183 1/2” (OUT OF SILL TO OUT OF RAMP) —

PLAN LAYOUT

PINE GROVE, PA 17963

INC.

SIGNED: 05/16/2026
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90° CORNER

REVISIONS

REV DESCRIPTION DATE APPROVED
182" FRAME WIDTH 182" FRAME WIDTH
D REVISED DETAILS AND COMPONENTS 05/16/26 R.L.
— 6” MAX. =
i
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18" MAX / / / ! / / /
0.C.
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AN \ (B
>/ ANCHOR CLUSTER \ 6/
AT CORNER
SERIES S18000 G-3 MULTI TRACK 90° NO POST SLIDING GLASS DOOR NON-IMPACT
EXTERIOR VIEW . - . 2 N |
WITH #12 ANCHORS AND 3/16" ELCO ULTRACON = i

UNLIMITED NUMBER OF PANELS IN UNLIMITED CONFIGURATIONS ARE APPROVED AS LONG AS INDIVIDUAL PANEL
AREA DOES NOT EXCEED 48.05 FT? AND USES VERTICAL CONDITIONS AS SHOWN IN APPROVAL DOCUMENT

DESIGN PRESSURE RATING

IMPACT RATING

+50.0/-60.0PSF

NONE

SEE CHART #1, SHEET 4

WHERE WATER RESISTANCE PENETRATION IS REQUIRED

NOTES:
1. PANEL SIZE: 60 1/2" X 114 3/8"

2. D.L.O.: 54" X 107 3/8"

HARDWARE SCHEDULE

SINGLE HANDLE 2 POINT CLAW-TYPE LOCK ON LOCK STILE 32" & 52" FROM BOTTOM RAIL

METAL KEEPER AT LOCKS

DUAL STAINLESS STEEL ROLLER AT EACH END OF BOTTOM RAILS

(OPTIONAL) POLYMER OR SS ROLLER AT EACH END OF BOTTOM RAILS

RUBBER FILLER AT SILL TRACKS IN OPERABLE AREAS

EXTRUDED ALUMINUM COVERS AT EXPOSED TRACKS OF JAMBS & HEAD

EXTRUDED ALUMINUM WEATHER STRIP HOLDER/ASTRAGAL 90° CORNER PANEL SECTIONS

METAL RECESSED HANDLE AT 90° CORNER MEETING STILE

EXTRUDED ALUMINUM 90° NO POST CORNER

ool B I o0 Bl R B R Nl o) P

EXTRUDED ALUMINUM ANGLE UNDER SIDE OF SILL/VERTICAL SILL LEG

DESIGN PRESSURE RATING

IMPACT RATING

+55.0/-60.0PSF

NONE

SEE CHART #2, SHEET 4

WHERE WATER RESISTANCE PENETRATION IS NOT REQUIRED

SOLAR INNOVATIONS,

31 ROBERTS RD

PLAN LAYOUT

PINE GROVE, PA 17963

INC.
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REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED DETAILS AND COMPONENTS 05/16/26 |R.L.

Chart #1
Maximum Design pressure (psf)
Panel Single Panel Width (in)
Height 24.0 30.0 36.0 42.0 48.0 54.0 60.5 66.00

(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg

78.0 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 90.0 | 50.0 [ 90.0 | 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 88.0 | 50.0 | 80.6

84.0 50.0 | 90.0 | 50.0 | 90.0 [ 50.0 | 90.0 | 50.0 | 90.0 [ 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 81.7 | 50.0 | 74.9

90.0 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 90.0 | 50.0 [ 90.0 | 50.0 | 90.0 | 50.0 | 854 | 50.0 | 76.3 | 50.0 [ 69.9

96.0 50.0 | 90.0 | 50.0 | 90.0 [ 50.0 | 90.0 | 50.0 | 90.0 [ 50.0 | 88.4 | 50.0 | 80.1 | 50.0 | 71.5 | 50.0 | 65.5

102.0 | 50.0 | 90.0 [ 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 89.8 [ 50.0 | 81.6 | 50.0 | 754 | 50.0 | 67.3 | 50.0 | 61.7

108.0 | 50.0 | 90.0 [ 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 83.6 | 50.0 | 75.7 [ 50.0 | 69.8 | 50.0 | 63.5 - -

114.38 | 50.0 | 90.0 | 50.0 | 90.0 [ 50.0 | 88.0 | 50.0 | 779 | 50.0 [ 70.4 | 50.0 | 64.7 | 50.0 | 60.0 - -

120.0 | 50.0 | 90.0 | 50.0 | 90.0 | 50.0 | 80.7 | 50.0 | 70.1 | 50.0 | 62.3 | 50.0 | 56.3 - - - -

126.0 | 50.0 | 90.0 [ 50.0 | 82,5 | 50.0 | 69.5 | 50.0 | 60.3 | 49.0 | 53.5 | 443 | 48.3 - - - -

132.0 | 50.0 | 88.9 | 50.0 | 71.6 | 50.0 | 60.2 | 47.9 | 522 | 424 | 46.3 - - - - - -

138.0 | 50.0 | 77.7 | 50.0 | 62.6 | 482 | 526 | 41.7 | 455 | 36.9 | 40.3 - - - - - -

144.00 | 50.0 | 68.3 | 50.0 | 55.0 | 423 | 46.2 | 36.6 [ 399 | 324 | 353 - - - - - -

150.0 | 50.0 | 604 | 445 | 486 | 374 | 408 | 323 | 352 - - - - - - - -

156.0 | 49.2 | 536 | 395 | 431 | 332 | 36.2 | 28.7 | 31.3 - - - - - - - -

WHERE WATER PENETRATION IS REQUIRED

Chart #2
Maximum Design pressure (psf)
Panel Single Panel Width (in)
Height 24.0 30.0 36.0 42.0 48.0 54.0 60.5 66.00

(in) Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg Pos | Neg

78.0 82.5 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 80.6 | 88.0 | 73.9 | 80.6

84.0 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 749 | 81.7 | 68.6 | 74.9

90.0 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 783 | 854 | 69.9 | 76.3 | 64.1 | 69.9

96.0 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 81.0 | 884 | 734 | 80.1 | 655 | 71.5 | 60.1 | 655

102.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 823 | 898 | 748 | 816 | 691 | 754 | 61.7 | 67.3 | 565 | 61.7

108.0 | 825 | 90.0 | 825 | 90.0 | 825 | 90.0 | 76.6 | 83.6 | 694 | 757 | 64.0 | 69.8 | 58.2 | 63.5 - -

114.38 | 825 | 90.0 | 825 | 90.0 | 80.7 | 88.0 | 714 | 779 | 645 | 704 | 59.3 | 64.7 | 55.0 | 60.0 - -

120.0 | 825 | 90.0 | 825 | 90.0 | 740 | 80.7 | 642 | 701 | 571 | 623 | 51.6 | 56.3 - - - -

126.0 | 825 | 900 | 756 | 825 | 63.7 | 69.5 | 552 | 60.3 | 49.0 | 535 | 443 | 483 - - - -

132.0 | 815 | 889 | 657 | 716 | 552 | 60.2 | 479 | 522 | 424 | 46.3 - - - - - -

138.0 | 712 | 777 | 574 | 626 | 482 | 526 | 41.7 | 455 | 36.9 | 40.3 - - - - - -

144.00 | 626 | 683 | 504 | 55.0 | 423 | 46.2 | 36.6 | 39.9 | 324 | 353 - - - - - -

150.0 | 553 | 604 | 445 | 486 | 374 | 408 | 323 | 352 - - - - - - - -

156.0 | 49.2 | 536 | 395 | 431 | 332 | 36.2 | 28.7 | 313 - - - - - - - -

WHERE WATER PENETRATION IS NOT REQUIRED SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

ALUMINUM SLIDING GLASS DOOR NON-IMPACT
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REVISIONS

FOR ILLUSTRATION PURPOSES ONLY — ——
FOR INSTALLATION DETAILS REFER TO SHEETS 7 - 10 > Reveeo oeais o cowronats [ 0a/16/26 |RL

(2) #10 X 2" P.H. SMS.
PER SLIDING DOOR STOP

GEN. 3 SLIDING DOOR STOP .y oy vy
14" X 14" X % ANGLE
(Ms001789-00-00) @ CORNER FOR SPLICE
GEN. 3 SINGLE TRACK HEAD (53814) w. (2) #10 X %" C.SM.S. PER ANGLE

i 1 1
| i | 1/8" END PLATE
[N} 1 \ 1
H el B L) _ HEMNM \GEN. 3 DUAL TRACK HEAD (53816)
I i ! GEN. 3 HURRICANE HOOK RAIL (13886)
! | | 1/4" FELT (230187) (GAOOD067—00-02)
H ! !
[N} 1 1
[N} 1 1
%GEN. 3 SLIDER HEAD RAIL (51880)
12 X 1 1/4" PANHEAD TEK TO ASSEMBLE FRAME
EXTERIOR Az X1/
INTERIOR
GEN. 3 ALUMINUM DOOR STOP
(MS001790-00-00) ) ) GEN. 3 HURRICANE HOOK RAIL (13886)
SHEAR BLOCK (MS001818—-00-00) 3" ROLLER ASSEMBLY
(2) #10 X 2 CS. S.M.S.\ GEN. 3 SLIDER BOTTOM RAIL (13046)
PER ALUMINUM DOOR STOP\ 0 0 /—BRUSH: (390187) (GA000194—00-02)
BRUSHES GAODO344—00-02 /—GEN."3 EXTRA" HIGH PERFORMANCE LEG (55610) OR (564145)
EXTERIOR SILL FLASHING\ @ @ .060" OR 1/8" END PLATE
ATTACHED w/ #8 X 3/8" FLATHEAD M.S.\ 5 5 @ CORNER FOR SPLICE
©) (@) "
3 WEEP FLAPS PER PANEL " (2') #0 X %" C.SM.S. PER ANGLE
DO NOT BLOCK WITH SEALANT o (3) ¥ DIA WEEP HOLES
L ' PER PANEL IN LINE WITH WEEP SLOTS

#8 X 3/8" FLATHEAD M.S.
EVERY 6” FROM ENDS & 12" 0.C.
ATTACH WITH SEAM SEAL FULL LENGTH

BRUSHES (GA000069-00-02)
BOTTOM OF PANELS

WEEP HOLES
DO NOT BLOCK WITH SEALANT

#8 X 3/8" FLATHEAD M.S.

G3 HIGH PERFORMANCE SINGLE
TRACK SILL (56091) (3 REQUIRED)

VERTICAL CROSS SECTION

SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
VERTICAL CROSS SECTION AND GLAZING DETAIL

DRAWN: DWG NO.
A.R. 08-03250

SCALE NTS DATE 05,/02/18 SHEETS  OF 13
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REVISIONS

FOR ILLUSTRATION PURPOSES ONLY — ——
FOR INSTALLATION DETAILS REFER TO SHEETS 7 - 10 > Reveeo oeais o cowronats [ 0a/16/26 |RL

1% X 14" X % ANGLE
@ CORNER FOR SPLICE
w. (2) #0 X % C.SM.S. PER ANGLE

1% X 1% X % ANGLE
@ CORNER FOR SPLICE
w. (2) #0 X % C.SM.S. PER ANGLE

GEN. 3 SINGLE TRACK HEAD (53814)

1/8" END PLATE (MSQ0xxxx—00-01)

B ] M GEN. 3 DUAL TRACK HEAD (53816)
\GEN. 3 HURRICANE HOOK RAIL (13886)

1/4" FELT (230187) (GAO00067-00-02)

%GEN. 3 SLIDER HEAD RAIL (51880)

EXTERIOR #12 X 1 1/4" PANHEAD TEK TO ASSEMBLE FRAME
INTERIOR
] ] ] |~ GEN. 3 HURRICANE HOOK RAIL (13886)
|~ ROLLER ASSEMBLY
Q [~ GEN. 3 SLIDER BOTTOM RAL (13046)
& & & BRUSHES (390187) (GA000194-00-02)
BRUSHES GAO00344—00-02 = = = GEN. 3 EXTRA HIGH PERFORMANCE LEG (55610) OR (564145)
\ @ @ @ .060” OR 1/8" END PLATE (MSOOxxxx—00—01)
GEN. 3 MULTI-SILL RAMP (53812) "y R
ATTACHED w/ #8 X 3/8” FLATHEAD M.S WX Ve X I ANGLE
w/ 8 S— & & © CORNER FOR SPLICE
3 WEEP FLAPS PER PANEL = = = w. (2) #10 X %* C.SM.S. PER ANGLE
DO NOT BLOCK WITH SEALANT U (3) ¥ DIA WEEP HOLES

PER PANEL IN LINE WITH WEEP SLOTS

#8 X 3/8" FLATHEAD M.S.
#8 X 3/8" FLATHEAD M.S.

G3 HIGH PERFORMANCE SINGLE EVERY 6” FROM ENDS & 12" O.C.
ATTACH WITH SEAM SEAL FULL LENGTH

TRACK SILL (56091) (3 REQUIRED) VERTICAL CROSS SECTION B OA0G080- 000m)

BOTTOM OF PANELS

SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
VERTICAL CROSS SECTION

DWG NO.

08-03250

DATE 05/02/18  [SHEET6  OF 13
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208 7th Ave, INDIALANTIC, FL 32903 Lu FL RI\] Lo ”8‘2:' =1 Z'E'
434-688-0609  rllomas@Irlomaspe.com 0.:




REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED DETAILS AND COMPONENTS 05/16/26 |R.L.

FOR ILLUSTRATION PURPOSES ONLY
FOR INSTALLATION DETAILS REFER TO SHEETS 7 - 10

RECESSED HANDLE *INTERIOR & EXTERIOR*

m RECESSED THUMBTURN *NTERIOR ONLY* —

GEN. 3 SLIDER RWP PART ASTRAGAL (53617)
w. BRUSHES (390187) (GA000194—-00-02)

1%’ MULLED WINDOW STOP (53380)
#RIPPED DOWN**

w. %" FELT (230187) (GAO00067—00-02)
(1) AT HEAD AND SILL

GEN. 3 CLOSURE STRIP (51985)

GEN. 3 DUAL TRACK JAMB (53816) GEN. 3 HURRICANE HOOK RAIL (13886)

| _—(1 REQUIRED) HOOK ISOLATOR (GAD00316)
13" MULLED WINDOW STOP (53380) 1 /4“ FELT (230187) (GAODOO67-00-02)
*RIPPED DOWN** 1/4" FELT (230187) (GA000067-00-02)

w. /4" FELT (230187) (GA000067—00-02) SLIDER HOOK RAIL FINGER GASKET
(1) AT HEAD AND SILL (GADD0354—00-02)

90° NO POST
" CORNER
56338 & 56339

G3 LNS HURRICANE ————_]
FLUSH RAIL (14351)

flc— SLIDER HOOK RAIL FINGER GASKET
- (GA000354—00-02)

o e S 56 T (ER066067-06=65)

GEN. 3 HURRICANE HOOK RAIL (13886) 1 I

RUBBER BUMPER GASKET

HOOK ISOLATOR (GAQ00316) - ~1/4" FELT (230187) (GA000067-00-02) (GA000214-00-02)
1/4" FELT (230187) (GAO00067-00-02) ~HOOK ISOLATOR (GA000316) 3/8” DIAMETER PILOT HOLE
1/4” FELT (230187) (GA000067-00-02) . | GEN. 3 ALUMINUM DOOR STOP @ SILL CGEN, 3 HURRICANE HOOK RAIL (13886) 6" FROM TOP & BOTTOM

SLIDER HOOK RAIL FINGER GASKET | }
(GA000354—00-02)

. (MS001790-00-00)
13%" MULLED WINDOW STOP (53380)

*RIPPED DOWN**
w. /4" FELT (230187) (GA00D0067—00-02)
(1) AT HEAD AND SILL

T

=) @
g AdE

™~ GEN. 3 SLIDING DOOR STOP @ HEAD
(MS001789-00-00)
(SHOWN FOR REFERENCE ONLY)

RUBBER BUMPER GASKET

ATTACH SILL STOP WITH (GA000214-00-02)

(2) #10 x 2" CS. SMS.

GEN. 3 SLIDER FLUSH RALL (51882) 3/%’; [;K\g’fTTEgPPgOJO#&E EXTERIOR
SILICONE ENTIRE FIXED JAMB PERMETER
VA FaLT (2301 (GAono0er-Ge-2) @ HORIZONTAL CROSS SECTION SIGNED: 05/16/2026
#8 X 3/8" FLATHEAD M.S.
GEN. 3 SINGLE TRACK JAMB (53814) SOLAR INNOVATIONS, INC.

BRUSHES (390187) (GA000194—00—02) 31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
HORIZONTAL CROSS SECTION

DWG NO.

08-03250
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208 7th Ave, INDIALANTIC, FL 32903 Lu FL RI\] Lo ”8‘2‘ =1 Z'E'
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FOR ILLUSTRATION PURPOSES

FOR INSTALLATION DETAILS REFER TO SHEETS 7 -10

SLIDER HOOK RAIL FINGER GASKET
(GA000354—00-02)

N
PLE

T/ FELT 1230187) (CAO000S /~00=02)
1/4" FELT (230187) (GAD00067—-00—02)
HOOK ISOLATOR (GA000316)

GEN. 3 HURRICANE HOOK RAIL_(13886)

AN N\

N

13" MULLED WINDOW STOP (53380)

] +RIPPED DOWN**
Sw. )4 FELT (230187) (GA000067-00-02) >
(1) AT HEAD AND SILL

13" MULLED WINDOW STOP (53380)
HRIPPED DOWN**

w. J4" FELT (230187) (GA000067-00-02)
(1) AT HEAD AND SILL

GEN. 3 HURRICANE HOOK RAIL (13886)
HOOK ISOLATOR (GA0D0316)

1/4” FELT (230187) (GAO00067—00-02)
1/4 FELT (230187) (GAOO0067—00—02)

SLIDER HOOK RAIL FINGER GASKET
(GA0D0354—00—02)

INTERIOR

REVISIONS

REV DESCRIPTION DATE APPROVED

ONLY

D | REVISED DETAILS AND COMPONENTS 05/16/26 |R.L.

196" MULLED WINDOW STOP (53380)
*RIPPED DOWN**

w. %" FELT (230187) (GAOO0067-00-02)
(1) AT HEAD AND SILL
GEN. 3 HURRICANE HOOK RAIL (13886)
HOOK ISOLATOR (GA000316)
1/4" FELT (230187) (GAO00067—00-02)
1/4” FELT (230187) (GAO00067—00-02)

#8 X 3/8" FLATHEAD M.S.

13" MULLED WINDOW STOP (53380)
+RIPPED DOWN**

w. % FELT (230187) (GA000067-00-02)
(1) AT HEAD AND SILL

GEN. 3 DUAL TRACK
JAMB (53816)
(1 REQUIRED)

GEN. 3 CLOSURE
STRIP (51985)\

GEN. 3 HOOK RAIL (13045)
BRUSHES (500187) (GAO00069—00-02)

SLIDER HOOK RAIL FINGER GASKET
(GA000354-00-02)

|
|
| HOOK ISOLATOR (GAQ00316)
|
|

172 FELT (230T87) (GAOYU06 700~ 02)
1/4” FELT (230187) (GAO00087—-00—02)

%RUBBER BUMPER GASKET
(GA000214-00-02)
HOOK ISOLATOR (GA00316)

3/8" DIAMETER PILOT HOLE

6" FROM TOP & BOTTOM GEN. 3 HURRICANE HOOK RAIL (13886)

SSSHN

EXTERIOR

N

1%’ MULLED WINDOW STOP (53380)—7
+RIPPED DOWN**
w. %" FELT (230187) (GAOO0067-00-02)
(1) AT HEAD AND SILL

SLIDER HOOK RAIL FINGER GASKET 1/4” FELT (230187)
(GA000354—00-02) (GAD00067-00-02)

SINGLE TRACK

RUBBER BUMPER GASKET
(GAD00214-00-02)

3/8" DIAMETER PILOT HOLE
6" FROM TOP & BOTTOM

G2 POCKET (53814)

INTERLOCK (48605)

HORIZONTAL CROSS SECTION

SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
HORIZONTAL CROSS SECTION

DWG NO.

08-03250
SHEET g

OF 13

DATE 05,/02,/18

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514




9/16” MIN.

EDGE DISTANCE

9/16” MIN.
EDGE DISTANCE

&

REVISIONS

WOOD FRAMING — 1 1/4" MIN
OR 2X BUCK EMBEDMENT |
BY OTHERS |
3/8" MAX._J
BACKER ROD
& APPROVED SHIM SPACE
SEALANT =
] ] -] \\\\_
#10 OR #12
WOOD SCREW
EXTERIOR INTERIOR
s #10 OR #12
////f_ WOOD SCREW
© FOR ADDITIONAL
THRESHOLDS SEE
@) SHEET 12
BACKER ROD 5
& APPROVED S
SEALANT 3/8" MAX.
f’SMM SPACE
WOOD FRAMING
OR 2X BUCK ' -
BY OTHERS \\ 1 1/4” MIN
EMBEDMENT

9/16” MIN. 9/16” MIN.

EDGE DISTANCE EDGE DISTANCE

VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

f

REV DESCRIPTION DATE APPROVED
D REVISED DETAILS AND COMPONENTS 05/16/26 R.L.
1 1/4” MIN 3/8”" MAX.
EMBEDMENT SHIM SPACE
9/16" MIN
EDGE DISTANCE
410 OR #12 —J///
WOOD SCREW L7
WOOD FRAMING i INTERIOR
OR 2X BUCK
BY OTHERS )
9/16” MIN —
EDGE DISTANCE
i EXTERIOR
BACKER ROD
& APPROVED
SEALANT

JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION

SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
INSTALLATION DETAILS

DWG NO.

08-03250

DATE 05/02/18  [SHEETQ  OF 13

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903

Luis R. Lomas P.E.
434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




9/16” MIN. . L 9/16” MIN.
METAL EDGE DISTANCE EDGE DISTANCE
STRUCTURE
BY OTHERS

|
APPROVED 1 3/8" MAX. |

SEALANT SHIM SPACE

N— 410 OR #12 SMS
SELF DRILLING
SCREW

EXTERIOR INTERIOR

] | ﬁ[ ]E
Q 0 Q #10 OR #12 SMS

FOR ADDITIONAL
THRESHOLDS SEE
SHEET 12

3/8" MAX.
| SHIM SPACE

BACKER ROD
& APPROVED
SEALANT

METAL:
STRUCTURE

BY OTHERS
9/16” MIN. 9/16” MIN.
EDGE DISTANCE EDGE DISTANCE

VERTICAL CROSS SECTION
METAL STRUCTURE INSTALLATION

NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,

NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

METAL
STRUCTURE
BY OTHERS

9/16” MIN

EDGE DISTANCE

#10 OR #12 SMS
SELF DRILLING
SCREWS

l

REVISIONS

REV DESCRIPTION

DATE

APPROVED

D | REVISED DETAILS AND COMPONENTS

05/16,/26

R.L.

__ 3/8" MAX.
SHIM SPACE

INTERIOR

9/16” MIN

EDGE DISTANCE

f ,

EXTERIOR

BACKER ROD
& APPROVED
SEALANT

JAMB INSTALLATION DETAIL
METAL STRUCTURE INSTALLATION

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
INSTALLATION DETAILS

DWG NO.
08-03250

DATE 05/02/18  [SHEET10 OF 13

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 05/16/2026

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS
SE%D A1R£ '?I,;)N SE%’ A:éé\ ';‘II"ON REV DESCRIPTION DATE APPROVED
1/2,, MIN EDGE 1/2” MIN EDGE D REVISED DETAILS AND COMPONENTS 05/16/26 R.L.
DISTANCE DISTANCE
o 1 3/4” MIN
CONCRETE,/MASONRY —/ EMBEDMENT 5 /8" MAX
BY OTHERS f CONCRETE /MASONRY - SH/IM SPACE
IX BUCK — L | * BY OTHERS
SEE NOTE 6 1S feZal 0 3/8" MAX | e
SHEET 1 SHIM SPACE R
L T 3/16”"
BACKER ROD 1/2" MIN rq- N '."_!;_j ELCO ULTRACON
& APPROVED EDGE DISTANCE o
SEALANT SR
A ] ] ] SRR O}
3/16" s
ELCO ULTRACON ] Y
2 3/4u :.1 _\N---
SEPARATION T
__:.-’_q__e‘__ Q
EXTERIOR INTERIOR S— INTERIOR
__ ] 2 1/8"
SEPARATION
ELCO ULTSA/(;C()SN i i :
\ © FOR ADDITIONAL 1/2" MIN
N THRESHOLDS SEE
\ ® SHEET 1 EDGE DISTANCE
1X BUCK NI I EXTERIOR
SEE NOTE 6 © BACKER ROD
SHEET 1 e 3 1 3/4” MIN & APPROVED
SEALANT
& APPROVED
SEALANT } JAMB INSTALLATION DETAIL
CONCRETE/MASONRY \ — - 3 3/4,, MIN CONCRETE/MASONRY WITHOUT 1X BUCK INSTALLATION
BY OTHERS EMBEDMENT FOR CONCRETE/MASONRY INSTALLATION WITH 1X BUCK REFER TO

1 1/2” MIN EDGE
DISTANCE

f

1/2" MIN EDGE

DISTANCE

2" SEPARATION

SEPARATION
VERTICAL CROSS SECTION

CONCRETE/MASONRY WITH 1X BUCK INSTALLATION
FOR CONCRETE/MASONRY WITHOUT 1X BUCK REFER TO
JAMB INSTALLATION DETAIL

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

HEAD AND SILL INSTALLATION DETAILS

SIGNED: 05/16/2026

SOLAR INNOVATIONS, INC.

31 ROBERTS RD
PINE GROVE, PA 17963

SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
INSTALLATION DETAILS

DWG NO.
08-03250

SHEET11 OF 13

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

DATE 05 /02,/18

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV DESCRIPTION

DATE APPROVED

D REVISED DETAILS AND COMPONENTS 05/16/26 R.L.
3/8" MAX | __ 1 3/4” MIN 3/8" MAX __ 1 1/4” MIN
SHIM SPACE EMBEDMENT SHIM SPACE EMBEDMENT
1 —— f
1 1/2"MIN 1/2” MIN 3/8” MAX
EDGE DISTANCE ) EDGE DISTANCE SHIM SPACE ~ ||
1% | _
!l’n‘ \/“//////,'/////////' 41
" X 1/2” MIN
2 3/4
SEPATATION L EDGE DISTANCE
INTERIOR é
INTERIOR Sl -
U N ,\SA%'\T’G%:TURE
21/8" ~ & #10 OR #12 BY OTHERS
‘| SEPARATION | . WOOD SCREW
| I ‘ #10 OR #12 SMS
0 T ' s INTERIOR SELF DRILLING
BN | % - SCREW
3/16” ELCO . 2
S ULTRACON | e
9/16” MIN. | TS 9/16” MIN |
EDGE DISTANCE v EDGE DISTANCE
SRR 9/16” MIN
#10 OR #12 o te #10 OR #12 EDGE DISTANCE METAL
WOOD SCREW WOOD SCREW L S\T{Rg%k&gg
WOOD FRAMING —— Ny WOOD FRAMING —— |
OR 2X BUCK \ OR 2X BUCK EXTERIOR
BY OTHERS \ BY OTHERS . #10 OR #12 SMS OR
1 1/4” MIN MASONRY/ EXTERIOR 1 1/4" MIN SELF DRILLING
EXTERIOR EMBEDMENT ggNgTRHEETFES EATEAICR EMBEDMENT SCREW
JAMB INSTALLATION DETAIL JAMB INSTALLATION DETAIL JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION WOOD FRAMING OR 2X BUCK INSTALLATION METAL STRUCTURE INSTALLATION
SIGNED: 05/16/2026
SOLAR INNOVATIONS, INC.
31 ROBERTS RD
PINE GROVE, PA 17963
SERIES SI8000 G-3 MULTI TRACK 90° NO POST
ALUMINUM SLIDING GLASS DOOR NON-IMPACT
POCKET INSTALLATION DETAILS
NOTES: DWG NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, 08—=03250
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

SHEET12 OF 13

DATE 05 /02,/18

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED DETAILS AND COMPONENTS 05/16/26 |R.L.

0.668

8.329
| | 5.599 | . 2.870 |

TR | . | |
UL RSy e TR ol 73 T — B
- [

THERMAL SLIDER

600

1

0.168
1.600

0.668

4.750

2.558

EXTERIOR RAMP G3 THERMAL SLIDER
DUAL TRACK SILL G3 THERMAL SLIDER G3 THERMAL SLIDER
) ) DUAL TRACK HEAD / JAMB SINGLE TRACK HEAD / JAMB
i 3.000 |
g | 3.625 | -
0125 ’L‘ 9 L : -
. ( 8 o g
Z o - oms R ” ) 3 2 g
1.850 — o —
G3 SLIDER i 171
BOTTOM RAIL 63 SLIDER G3 SLIDER G3 HURRICANE 90" NO POST 63 HURRICANE
1.719
o 0.469
B - s o~ ——— 0.563 g 1.029
% 0.080 005 | ‘ °©
e 2 —] = T - 0207 |, o 1 1 )
S g i ~ 2 8 = S =l 0100
' I N N ~— 1 IP |
0.925 ‘L —L 0.600
0.607 0.337 0.630 ]
3.000 0.710 1.194
DOOR G3 SLIDER G3 SLIDER RWP
63 SLIDER ADAPTER CLOSURE STRIP 63 SLIDER PART ASTRAGAL POCKET
HOOK RAIL 216" PASSIVE ASTRAGAL INTERLOCK
7/16" SIGNED: 05/16/2026
1 N ) SOLAR INNOVATIONS, INC.
—‘ -— 7/16 31 ROBERTS RD
| PINE GROVE, PA 17963
S 2 5/16” 9/16" 1 SERIES SI8000 G—3 MULTI TRACK 90° NO POST
| T 1 17/32" ALUMINUM SLIDING GLASS DOOR NON—IMPACT
. COMPONENTS
11/16" @ 9/16 |
DWG NO.
f .R. 08-03250
GEN 3 EXTRA HIGH GEN 3 EXTRA HIGH GEN 3 EXTRA HIGH 0570218 |13 o 13
PERFORMANCE LEG PERFORMANCE LEG PERFORMANCE LEG
208 7¢AZOBERTOLOMASRE’ Luis R. Lomas P.E.
ve, INDIALANTIC, FL 32903 FL No.: 62514

(S64145) (S55610)
434-688-0609  rllomas@Irlomaspe.com
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