NOTES:

1.

2.

o

10.
11.
12.
13.

14.

15.
THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH

REQUIREMENTS OF THE FLORIDA BUILDING CODE INCLUDING THE HVHZ.

WOOD FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED TO PROPERLY
TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY OPENING IS THE
RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

16.

REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

FOR ANCHORING INTO CONCRETE/MASONRY USE 1/4" ELCO CRETE—FLEX TAPCON WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/4” MINIMUM EMBEDMENT INTO SUBSTRATE. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO METAL STRUCTURE USE #10 SMS OR SELF DRILLING SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE INTERIOR WALL.

LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

1X BUCK OVER MASONRY/CONCRETE IS OPTIONAL.

WHERE SHIM OR BUCK THICKNESS IS LESS THAN 1—1/2" WINDOW UNITS MUST BE
ANCHORED THROUGH THE FRAME IN ACCORDANCE WITH MANUFACTURER’S PUBLISHED
INSTALLATION INSTRUCTIONS. ANCHORS SHALL BE SECURELY FASTENED DIRECTLY INTO
MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE MATERIAL.

WHERE WOOD BUCK THICKNESS IS 1—1/2" OR GREATER, BUCK SHALL BE SECURELY
FASTENED TO MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE. WINDOW UNITS MAY
BE ANCHORED THROUGH FRAME TO SECURED WOOD BUCK IN ACCORDANCE WITH
MANUFACTURER’S PUBLISHED INSTALLATION INSTRUCTIONS.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

BUCKS SHALL EXTEND BEYOND WINDOW INTERIOR FACE SO THAT FULL FRAME SUPPORT IS
PROVIDED.

FOR FIN INSTALLATION SHIM AS NEEDED. FOR FRAME INSTALLATION SHIM AS REQUIRED AT
EACH ANCHOR LOCATION WITH LOAD BEARING SHIM. SHIM WHERE SPACE OF 1/16” OR
GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 1/4”".

SHIMS SHALL BE LOCATED, APPLIED AND MADE FROM MATERIALS AND THICKNESS CAPABLE
OF SUSTAINING APPLICABLE LOADS.

WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR CALCULATIONS.
FRAME MATERIAL: EXTRUDED RIGID PVC.

UNITS MUST BE GLAZED PER ASTM E1300, SEE SHEET 6 FOR GLASS DETAILS.

APPROVED IMPACT PROTECTIVE SYSTEM [S NOT REQUIRED FOR THIS PRODUCT IN WIND
BORNE DEBRIS REGIONS.

FOR ANCHORING INTO WOOD FRAMING OR 2X BUCK USE #10 WOOD SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/4” MINIMUM EMBEDMENT INTO SUBSTRATE. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

17.
18.

SOw>

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER’S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:

WOOD: MINIMUM SPECIFIC GRAVITY OF G=0.42
CONCRETE: MINIMUM COMPRESSIVE STRENGTH OF 2,000 PSI.

MASONRY: HOLLOW/FILLED BLOCK PER ASTM C90 WITH Fm=2,000PSI MINIMUM.
METAL STRUCTURE: STEEL 16GA (.058") FY=33KSI/FU=52KSI OR
ALUMINUM 6063—T5 FU=30KSI .125" THICK MINIMUM

19. APPROVED CONFIGURATIONS: XX, X.

SIGNED: 07/20/2026

REILLY WINDOWS & DOORS

901 BURMAN BLVD.
CALVERTON, NY 11933

Luis R. Lomas P.E.
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82 5/16” FRAME WIDTH REVISIONS
ANCHORS REV DESCRIPTION DATE APPROVED
17 1727 AN g?;{l?(LEJGELATE D | REVISED TO ADD INSTALLATION DETAILS | 03/04/2021| R.L.
6" MAX — MAX O.C. v — 68" MAX
| _&——Q——-%ﬁm)——g———gﬁ_—‘

ﬁ: 5 3/8” MAX
"~ HARDWARE SCHEDULE

] (4) BUTT HINGE BY UNLACQ

» . |SINGLE POINT LOCK BY ACCURATE
AN 14 1/2

// y | N \\ WA ~[(@) SURFACE BOLTS BY RWD.
/
/ N\

6" _fwﬂ

O|m| >

l WEEP HOLES:
\ - (7) 1/4" WEEP HOLES LOCATED 12"MAX O.C.
USING ASHLAND PROWEEP 60606

NOTES:
:[H / \ ﬂ]: 1. FRAME HEAD TO JAMB CORNERS WERE COPED, BUTTED AND
\ JOINED TOGETHER WITH #10X4-3/4" WOOD SCREWS AND SEALED

e — — 1 — — e WITH BINDAN DA4.
. / \ 2. SILL TO JAMB CORNERS ARE COPED, BUTTED AND JOINED WITH
96 1/2” M8X1-9/16" MACHINE SCREWS THROUGH SILL INTO JAMBS

FRAME H < . THREADED INSERTS AND SEALED WITH SG20 SILICONE.

HEIGHT 1 L 3. RAILS AND STILES ARE COPED, BUTTED AND JOINED WITH

\ / .394"X3.150" DOWELS, GLUED AND SEALED WITH BINDAN D4.
4. HINGES ARE LOCATED 6" FROM EACH END AND 28 1/4" MAX O.C.
THERAFTER.

PANEL SIZE: 40 1/8" X 94 3/16"

DLO SIZE: 33 3/4" X 88 21/32"
APPROVED CONFIGURATIONS: XX, X

.8
/
/
NN
N
N
TN

|
\ / CHART #1
28 1/4” \ /_@ Design pressure capacity chart (psf)
MAX I N\ / Panel Panel Width (n)

Height 24.00 30.00 36.00 40.13

0.C \ / (in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg
78.00 75.0 75.0 75.0 75.0 | 75.0 | 75.0 75.0 75.0
81.00 75.0 75.0 75.0 750 | 75.0 | 75.0 75.0 75.0
1:' ) \ F ‘ 84.00 75.0 75.0 75.0 75.0 | 75.0 | 75.0 75.0 75.0
| |

AN

HWLE HEIGHT 36” AFSﬂ
AN

R . 87.00 75.0 75.0 75.0 75.0 75.0 75.0 72.0 72.0
6" MAX / \ 6 1/4" MAX 90.00 | 750 | 750 | 750 | 750 | 746 | 746 | 689 | 689
1 \_ﬁ/ﬁ_ ! ) 93.00 | 750 | 750 | 750 | 750 | 71.6 | 716 | 66.1 | 66.1
f reen f 9419 | 750 [ 75.0 | 750 | 75.0 | 705 | 70.5 | 65.0 | 65.0
AN ANCHORS
THROUGH SIGNED:
v STRIKE PLATE 07/20/2026
REILLY WINDOWS & DOORS
RWD WOOD FRENCH IN-SWING DOUBLE DOOR 901 BURMAN BLVD.
EXTERIOR VIEW CALVERTON, NY 11933
WITH SINGLE POINT HOPPE LOCKING SYSTEM S .
RWD WOOD FRENCH DOOR *:
DESIGN PRESSURE RATING IMPACT RATING IN—SWING = o Wit
| ARGE AND SMALL DOUBLE DOOR ELEVATION =% TATE OF
” LY
+65.0PSF MISSILE IMPACT DWG NO.
08-02489
MISSILE LEVEL D, WIND ZONE 4, AND HVHZ e —
40 1/8" X 94 3/16" PANELS SHOWN, OTHER SIZES ARE APPROVED 09/16/14 2 OF 22
AS LONG AS INDIVIDUAL PANEL AREA DOES NOT EXCEED 26.4 FT? L. ROBERTO LOMAS P.E. Luis R. Lomas P.E
SEE CHART #1 FOR SMALLER UNITS RATINGS. 208 7th Ave, INDIALANTIC, FL 52903 FL No.: 62514

434-688-0609  rllomas@Irlomaspe.com



82 5/16” FRAME WIDTH REVISIONS
ANCHORS REV DESCRIPTION DATE APPROVED
THROUGH
o vy 17 1/2” /O STRIKE PLATE o D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
MAX 0.C. \8/ /_@
‘ PR R Sy N S . S = S R R
6" MAX | LOCK POINTfE— —€-LOCK POINT | 5 3/8" MAX
L) - HARDWARE SCHEDULE
f ] A [(4) BUTT HINGE BY UNLACQ
/ | \ 14 1/2" B. [MULTI POINT LOCK BY HOPPE
/ \ MAX O.C.
L WEEP HOLES:
/ \ | (R — (7) 1/4" WEEP HOLES LOCATED 12" MAX O.C.
/ \ USING ASHLAND PROWEEP 60606
/ AN
NOTES:
:[ / \ 1: 1. FRAME HEAD TO JAMB CORNERS WERE COPED, BUTTED AND
\ JOINED TOGETHER WITH #10X4-3/4" WOOD SCREWS AND SEALED
9 L — + — — e WITH BINDAN DA4.
\ 2. SILL TO JAMB CORNERS ARE COPED, BUTTED AND JOINED WITH
96 1/2" M8X1-9/16" MACHINE SCREWS THROUGH SILL INTO JAMBS
FRAME THREADED INSERTS AND SEALED WITH SG20 SILICONE.
HEIGHT 3. RAILS AND STILES ARE COPED, BUTTED AND JOINED WITH
\ / .394"X3.150" DOWELS, GLUED AND SEALED WITH BINDAN D4.
4. HINGES ARE LOCATED 6" FROM EACH END AND 28 1/4" MAX O.C.
\ N L l / THERAFTER.
S 5. PANEL SIZE: 40 1/8" X 94 3/16"
\ T Z g LOCK POINT / 6. DLO SIZE:333/4" X 88 21/32"
| 7. APPROVED CONFIGURATIONS: XX, X
AN 2 /
\ 3 / /_@ CHART #2
” L2}
28 1/4 ' \ = / Design pressure capacity chart (psf)
,\OMg( 1 g }/ Panel Panel Width (in)
" \ T / Height 24.00 30.00 36.00 40.13
] | (in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg
%\ / 78.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
T ‘ 81.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
| \ I — 84.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
6” MAX 6 1/4" MAX 87.00 | 750 | 75.0 | 750 | 75.0 | 75.0 | 75.0 | 72.0 | 72.0
! Hﬁ ! 90.00 75.0 75.0 75.0 75.0 74.6 74.6 68.9 68.9
f f 93.00 75.0 75.0 75.0 75.0 71.6 71.6 66.1 66.1
a 94.19 75.0 75.0 75.0 75.0 70.5 70.5 65.0 65.0
5/ SIGNED: 07/20/2026
RWD WOOD FRENCH IN-SWING DOUBLE DOOR REILLY WINDOWS & DOORS
EXTERIOR VIEW 901 BURMAN BLVD.
WITH MULTI POINT BY HOPPE CALVERTON, NY 11933
RWD WOOD FRENCH DOOR ‘*:
DESIGN PRESSURE RATING IMPACT RATING IN—SWING = >
| ARGE AND SMALL DOUBLE DOOR ELEVATION =", TATE OF
165.0PSF MISSILE IMPACT DWG NO.
08-02489
MISSILE LEVEL D, WIND ZONE 4, AND HVHZ — =
40 1/8" X 94 3/16" PANELS SHOWN, OTHER SIZES ARE APPROVED 09/16/14 3 OF 22
AS LONG AS INDIVIDUAL PANEL AREA DOES NOT EXCEED 26.4 FT? L. ROBERTO LOMAS P.E. Luis R. Lomas P.E
SEE CHART #2 FOR SMALLER UNITS RATINGS. 208 7th Ave, INDIALANTIC, FL 32903 FL No.: 62514

434-688-0609  rllomas@Irlomaspe.com



l~—— 42 3/16” FRAME WIDTH —~ REVISIONS

REV DESCRIPTION DATE APPROVED
D REVISED TO ADD INSTALLATION DETAILS 03/04/2021 R.L.
. ANCHORS
6” MAX EAZX%ZC — % /" THROUGH
C. / STRIKE PLATE

4 = R — == S ot ' B
6" MAX | |5 3/8" MAX HARDWARE SCHEDULE
i‘ ]——( A () BUTT HINGE BY UNLACQ
B. [SINGLE POINT LOCK BY ACCURATE

| 14 1/2” C. [(4) SURFACE BOLTS BY RWD.
MAX O.C.

// 1 ——l WEEP HOLES:

(7) 1/4" WEEP HOLES LOCATED 12"MAX O.C.
USING ASHLAND PROWEEP 60606

JOINED TOGETHER WITH #10X4-3/4" WOOD SCREWS AND SEALED

NOTES:
ﬁ ] 1. FRAME HEAD TO JAMB CORNERS WERE COPED, BUTTED AND
WITH BINDAN DA4.
@ 2. SILL TO JAMB CORNERS ARE COPED, BUTTED AND JOINED WITH

M8X1-9/16" MACHINE SCREWS THROUGH SILL INTO JAMBS
THREADED INSERTS AND SEALED WITH SG20 SILICONE.

3. RAILS AND STILES ARE COPED, BUTTED AND JOINED WITH
.394"X3.150" DOWELS, GLUED AND SEALED WITH BINDAN D4.

4. HINGES ARE LOCATED 6" FROM EACH END AND 28 1/4" MAX O.C.
THERAFTER.

N 5. PANEL SIZE: 40 1/8" X 94 3/16"

7/ 6. DLO SIZE: 33 3/4" X 88 21/32"

] 7. APPROVED CONFIGURATIONS: XX, X

96 1/2”
FRAME
HEIGHT

CHART #3

A S

Frame Frame width (in)

Height 24.00 30.00 36.00 40.13
(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg
78.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
81.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
84.00 75.0 75.0 75.0 75.0 75.0 75.0 72.9 72.9

ﬂ ] { 87.00 | 75.0 | 750 | 75.0 | 75.0 [ 75.0 | 75.0 | 70.4 | 70.4
|

28 1/4”
MAX
0.C.

HANDLE HEIGHT 36” AFSﬂ

-

90.00 | 750 | 750 | 75.0 | 750 [ 75.0 | 75.0 | 68.0 | 68.0

6”7 MAX — | © 1/4”7 MAX 93.00 | 750 | 750 | 750 | 750 | 734 | 734 | 658 | 658
| ~—3 ,L—r 9419 | 750 | 750 | 750 | 750 | 724 | 724 | 650 | 65.0
ANCHORS
(AN THROUGH SIGNED: 07/20/2026
\”/ STRIKE PLATE
REILLY WINDOWS & DOORS
RWD WOOD FRENCH IN-SWING SINGLE DOOR 901 BURMAN BLVD.
EXTERIOR VIEW CALVERTON, NY 11933

WITH SINGLE POINT HOPPE LOCKING SYSTEM

RWD WOOD FRENCH DOOR
DESIGN PRESSURE RATING IMPACT RATING IN—SWING
SINGLE DOOR ELEVATION

LARGE AND SMALL

+65.0PSF MISSILE IMPACT DWG NO.
08-02489
MISSILE LEVEL D, WIND ZONE 4, AND HVHZ — ——
40 1/8" X 94 3/16" PANELS SHOWN, OTHER SIZES ARE APPROVED 09/16/14 4 OF 22
AS LONG AS INDIVIDUAL PANEL AREA DOES NOT EXCEED 26.4 FT? L. ROBERTO LOMAS P.E. Luis R. Lomas P.E
SEE CHART #3 FOR SMALLER UNITS RATINGS. 208 7th Ave, INDIALANTIC, FL 32903 FL No.: 62514

434-688-0609  rllomas@Irlomaspe.com



REVISIONS

l~— 42 3/16" MAX FRAME WIDTH —]
REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

ANCHORS
6" MAX — 17 1/2 C\ V' THROUGH
MAX O.C. " \ 8/ STRIKE PLATE

* o —— q—r iy ]
o i e & MAX HARDWARE SCHEDULE
]_ A [(4)BUTT HINGE BY UNLACQ
B. [MULTI POINT LOCK BY HOPPE
14 1/2"
MAX O.C. WEEP HOLES:
@\ (7) 1/4" WEEP HOLES LOCATED 12" MAX O.C.
~] / I _4L USING ASHLAND PROWEEP 60606
NOTES:
1. FRAME HEAD TO JAMB CORNERS WERE COPED, BUTTED AND
] JOINED TOGETHER WITH #10X4-3/4" WOOD SCREWS AND SEALED
WITH BINDAN D4.
6 L _ _| 6 2. SILL TO JAMB CORNERS ARE COPED, BUTTED AND JOINED WITH
M8X1-9/16" MACHINE SCREWS THROUGH SILL INTO JAMBS
96 1/2” THREADED INSERTS AND SEALED WITH SG20 SILICONE.

MAX 1 I 3. RAILS AND STILES ARE COPED, BUTTED AND JOINED WITH
FRAME ' ! .394"X3.150" DOWELS, GLUED AND SEALED WITH BINDAN D4.
HEIGHT 4. HINGES ARE LOCATED 6" FROM EACH END AND 28 1/4" MAX O.C.

THERAFTER.
N 5. PANEL SIZE: 40 1/8" X 94 3/16"
6. DLO SIZE: 33 3/4" X 88 21/32"
ﬁ T Y i ] 7. APPROVED CONFIGURATIONS: XX, X
|
g CHART #4
” Y Frame Frame width (in)

28M;<4 1 ':T: Height 24.00 30.00 36.00 40.13
0.0 I e (in) | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg
T T 78.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
§ | 81.00 75.0 75.0 75.0 75.0 75.0 75.0 75.0 75.0
<Z( 84.00 75.0 75.0 75.0 75.0 75.0 75.0 72.9 72.9
T 87.00 75.0 75.0 75.0 75.0 75.0 75.0 70.4 70.4
| ] ‘4*_ 90.00 75.0 75.0 75.0 75.0 75.0 75.0 68.0 68.0
6" MAX 6” MAX 93.00 | 750 | 75.0 | 750 | 75.0 | 734 | 734 | 658 | 65.8
| 94.19 75.0 75.0 75.0 75.0 72.4 72.4 65.0 65.0

SIGNED: 07/20/2026

esI

REILLY WINDOWS & DOORS

RWD WOOD FRENCH IN-SWING SINGLE DOOR 901 BURMAN BLVD.
EXTERIOR VIEW CALVERTON, NY 11933
WITH MULTI POINT BY HOPPE
RWD WOOD FRENCH DOOR
DESIGN PRESSURE RATING IMPACT RATING IN—SWING
L ARGE AND SMALL SINGLE DOOR ELEVATION
+65.0PSF MISSILE IMPACT DWG NO.

08-02489

MISSILE LEVEL D, WIND ZONE 4, AND HVHZ — =

40 1/8" X 94 3/16" PANELS SHOWN, OTHER SIZES ARE APPROVED 09/16/14 5 OF
AS LONG AS INDIVIDUAL PANEL AREA DOES NOT EXCEED 26.4 FT? L. ROBERTO LOMAS P.E.

SEE CHART #4 FOR SMALLER UNITS RATINGS. 208 7th Ave, INDIALANTIC, FL 32903 Lu ',_—SL R,\] OL.O né"z] ;1 Z' E.

434-688-0609  rllomas@Irlomaspe.com




REVISIONS I

CALVERTON, NY 11933

BILL OF MATERIALS
ITEM NO.:| PART NUMBER DESCRIPTION MANUFACTURER MATERIAL
1 J5A FRAME RWD MAHOGANY REV DESCRIPTION DATE APPROVED
2 |SLSA SILL FRAME RWD MAHOGANY D | REVISED TO ADD INSTALLATION DETAILS | 03/04/2021| R.L.
3 |A325 STILE RWD MAHOGANY
4 |A3.25A STILE RWD MAHOGANY
5 |A237 PANEL FRAME RWD MAHOGANY
6 |GSA GLASS STOP RWD MAHOGANY
7 |AS17 ASTRAGAL INTERIOR RWD MAHOGANY
8 |AS17A ASTRAGAL EXTERIOR RWD MAHOGANY
9 [SN17 SILL NOSING RWD MAHOGANY
10 |CA3 CASING RWD MAHOGANY
71 [NEWALUMEXT |ALUMINUMEXTRUSION NOVA ALUMINUM 6063-T5 ” o o » . 17 1/2" e @
12 |CMAB-1 ANGLE MOUNTING BRACKET RWD ALUMINUM 6063-T5 6" MAX ‘ 6" MAX 67 MAX MAX O.C. 6" MAX
13 [CMV- MOUNTING BRACKET RWD ALUMINUM 6063-T5 | | | | | m | |
14 |125PBA45Xx45 |HINGE MERIT BRASS .,
15__[121SBU3A SURFACE BOLT RWD STAINLESS STEEL 6" MAX | i 67 MAX | L
16 |RF47302SSU-FD |STRIKER LATCH & DEADBOLT __ |ACCURATE LOCK |STAINLESS STEEL f f
17 |8773331 HANDLE HOPPE STAINLESS STEEL
18 |90065A199 #8X1" FH SHEET METAL SCREW _ |MCMASTER CARR |18-8 SS
19 [90294A199 #8X3/4" FH SHEET METAL SCREW |MCMASTER CARR |18-8 SS
20 |60606 PRO WEEP ASHLAND ALUMINUM 6063-T5
21 |WS24B SILICONE WEATHERSTRIP RCT SILICONE
22 |60-DURO-B WEATHER SEAL IND-EXINC 60 DUROMETER _ | _ B
23 |6116-WH-1875 |GLAZING TAPE 1/6"X3/16" LAMATEK FOAM
24 |6116-WH-375 _ |GLAZING TAPE 1/16"X3/8" LAMATEK FOAM
25 995 STRUCTURAL CAULK DOW CORNING _ |[SILICONE
26 |92408A201 #8X1-1/4" OH SCREW RWD BRASS
27 |8778847 MULTI-POINT LOCK HOPPE STAINLESS STEEL
28 |PARTC SILL EXTRUSION BRONZE
29 |PARTD SILL EXTRUSION BRONZE il N _ |
30 |EX2 THRESHOLD BRASS MRD { |
31 |SB SUPPORT BLOCK MAHOGANY
32 |SL35 DOOR SILL RWD MAHOGANY 28 1/4” 28 1/4”
33 [SN15 SILL NOSE RWD MAHOGANY MAX MAX
0.C. 0.C.
6" MAX 6" MAX
1 1
1”7 SINGLE DOOR ANCHORING LAYOUT DOUBLE DOOR ANCHORING LAYOUT
1/8” ANN. —b{I={ |4 1/8” ANN. FRAME INSTALLATION FRAME INSTALLATION
.060” SAFLEX BY EASTMAN —H ’-'— .060” SAFLEX BY EASTMAN
1/8” ANN. — 1/8” ANN.
EXTERIOR ‘ INTERIOR SIGNED: 07/20/2026
STRUCTURAL SEALANT DRONZE SPACER(CU-D) REILLY WINDOWS & DOORS
DOW CORNING 995
‘ \ 901 BURMAN BLVD.

/— STRUCTURAL SEALANT
DOW CORNING 995

1/2" BITE
f RWD WOOD FRENCH DOOR
FINISH NAIL IN-SWING
12” MAX O.C. B.0O.M. AND GLAZING DETAIL

SETTING BLOCK DWG NO.

GLAZING DETAIL

08-02489
SHEET g

DATE 09 /16/14

OF 22

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.
FL No.: 62514
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m VERTICAL SECTION
\7/ WITH WOOD SILL

FOR ILLUSTRATION PURPOSES ONLY

FOR INSTALLATION DETAILS REFER TO SHEETS 9- 11

REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

3
4 6
INTERIOR
EXTERIOR
‘ HORIZONTAL SECTION
\?f) INTERIOR
EXTERIOR I
INTERIOR
— EXTERIOR o
6)

o |l @

|

Ii 16

7
Crzzzzzz222222222272

m VERTICAL SECTION
\7/  WITHBRONZE SILL

HORIZONTAL SECTION

SIGNED: 07/20/2026

REILLY WINDOWS & DOORS

901 BURMAN BLVD.
CALVERTON, NY 11933

RWD WOOD FRENCH DOOR
IN—SWING
SINGLE POINT LOCK CROSS SECTIONS

DWG NO.

08-02489

SHEEI'7 OF 22

DATE 09 /16/14

L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 Lu FL RN Lo né1<2:|§1 Z E.
434-688-0609  rllomas@Irlomaspe.com 0.:



REVISIONS

FOR ILLUSTRATION PURPOSES ONLY REV DESCRIPTION DATE APPROVED
FOR INSTALLATION DETAILS REFER TO SHEETS 9- 11 D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

7 3
INTERIOR
[ ] |_L H

1

>\@ © 1O | @ @ YD T @ O] 9 S
\;\ >
& — EXTERIOR
o
INTERIOR
EXTERIOR INTERIOR
o)
EXTERIOR | INTERIOR
® EXTERIOR | || | INTERIOR
||
(28) i ]; EXTERIOR
@ //_@
o 5 I
() - d
(32) ' (29) O HORIZONTAL SECTION
|| 4 M. \8/
53) 7 REILLY WINDOWS & DOORS
901 BURMAN BLVD.

CALVERTON, NY 11933

/C\ VERTICAL SECTION RWD WOOD FRENCH DOOR

IN—SWING
\8&/  WITHBRONZE SILL MULTI POINT LOCK CROSS SECTIONS

DWG NO.

28

08-02489

DATE 09 /16/14  [SHEETg OF 22
/[ C\ VERTICAL SECTION L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903 A
W WITH WOOD SILL 434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS
#10 WOOD SCREW 1EM1B/E4|E)"M¥|[L’}|{ —— REV DESCRIPTION DATE APPROVED
‘ I' /_@ D REVISED TO ADD INSTALLATION DETAILS 03/04/2021 R.L.
| I 7
1/2” MN  } ( 1 1/4” MIN.
EDGE DISTANCE / EMBE?MENT | 172 MIN. i 1/4" MAX
EDGE DISTANCE SHIM SPACE
/ \ \ \ T !
WOOD FRAMING ] 1/4_” MAX. J
OR 2X BUCK SHIM SPAGE #10 WOOD
BY OTHERS - H SCREW
\ INTERIOR
#10 WOOD SCREW | N ) E— —_—
8 THROUGH STRIKE <~ }I
PLATE "
1 3/8
MIN
EMBEDMENT D
D
WOOD FRAMING / D
o INTERIOR OR 2X BUCK EXTERIOR
BY OTHERS
EXTERIOR D
=
i SILL TO BE SET JAMB INSTALLATION DETAIL
IN A BED OF WOOD FRAMING OR 2X BUCK INSTALLATION
STRUCTURAL
SEALANT
1/4” MAX.
l’ SHIM SPACE
WOOD FRAMING
OR 2X BUCK
BY OTHERS ~ f SIGNED: 07/20/2026
REILLY WINDOWS & DOORS
901 BURMAN BLVD.
CALVERTON, NY 11933
VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION RWD WO&D_SFVI\?”ENNC?H DOOR
O S S O o o INSTALLATION INSTALLATION DETAILS W/ANGLE BRACKET
NOTES: DWG NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L. 08-02489
NOT SHOWN FOR CLARITY. DATE 09 /16/14 SHEETQ  OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

#10 SMS OR

SELF DRILLING REV DESCRIPTION DATE APPROVED
SCREW /_@ D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
METAL
STRUCTURE I /27 MIN
BY OTHERS EDGE DISTANCE
f 1/2" MIN. o __ 1 1/4" MAX
EDGE DISTANCE SHIM SPACE
N D |
. ) ) = T #10 SMS OR
” SELF DRILLING
1/4” MAX. J
SHIM. SPAGE SCREW
INTERIOR
\ | - -
\ o "% If
#10 WooD
SCREW THROUGH D
STRIKE PLATE
D
INTERIOR STRUCTURE EXTERIOR
EXTERIOR L LR _— BY OTHERS )
. 7 1
// JAMB INSTALLATION DETAIL
SILL TO BE SET METAL STRUCTURE INSTALLATION
IN A BED OF
STRUCTURAL
SEALANT
't 1/4” MAX.
METAL:
STRUCTURE\\ % SHIM SPACE
BY OTHERS
\5\ 1 SIGNED: 07/20/2026
_/\_“r
E REILLY WINDOWS & DOORS
N 901 BURMAN BLVD.
VERTICAL CROSS SECTION CALVERTON, NY 11933
METAL STRUCTURE INSTALLATION RWD WOOD FRENCH DOOR
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION IN—SWING
SEE SHEETS 20 AND 21 INSTALLATION DETAILS W/ANGLE BRACKET
NOTES: pWe No.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L. 08-02489
NOT SHOWN FOR CLARITY. DATE 09 /16/14 SHEET10 OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




1/2” MIN.
EDGE DISTANCE

T

WOOD FRAMING
OR 2X BUCK \
BY OTHERS

- #10 wOOD
7

1 1/4” MIN.
EMBEDMENT

&

yARN |

]I N N\ N \)@/
Y :

I
1/4” MAX. J
SHIM SPACE

EXTERIOR

INTERIOR

SILL TO BE SET
IN A BED OF
STRUCTURAL
SEALANT

T 1/4” MAX.
ﬁ i SHIM SPACE
WOOD FRAMING [ i
OR 2X BUCK
BY OTHERS f
\
VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION
SEE SHEETS 20 AND 21
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

SCREW

REVISIONS

REV DESCRIPTION

DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS

03/04/2021| R.L.

1 1/4” MIN. _1/47 MAX
EMBEDMENT SHIM SPACE
#10 WOOD
SCREW \
1/2" MIN J | INTERIOR
EDGE DISTANCE
..
(b
& % )
/ D
WOOD FRAMING
OR 2X BUCK . > EXTERIOR
BY OTHERS Y
—

JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION

REILLY WINDOWS & DOORS

901 BURMAN BLVD.
CALVERTON, NY 11933

RWD WOOD FRENCH DOOR
IN—SWING
INSTALLATION DETAILS W/MOUNTING BRACKET

DRAWN:
V.L.

DWG NO.
08-02489

SCALE NTS SHEET 11

DATE 09 /16/14

OF 22

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 07/20/2026

L 3

\ 7
. E 7~
AV N &
*: ﬁ
:’“5 gTAT
—~ 0.«

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

1/2” MIN.
EDGE DISTANCE

#10 SMS OR
METAL / ECE:IEQFEWDRILLING
STRUCTURE \ 1/4" MAX.

BY OTHERS < < SHIM SPACE
N S * . . @
S i éé2D|S'\4|/L\INCE
, ED
] 1/4” MAX. J INTERIOR
=t V SHIM SPACE —
#10 SMS OR
SELF DRILLING
SCREWS
D
METAL p
INTERIOR STRUCTURE EXTERIOR
EXTERIOR =" BY OTHERS p s
Z 7 1
JAMB INSTALLATION DETAIL
// SILL TO BE SET METAL STRUCTURE INSTALLATION
IN A BED OF
STRUCTURAL
SEALANT
1 1/4” MAX.
METAL:
STRUCTURE\ % SHIM SPACE
BY OTHERS
\Q}\ ' SIGNED: 07/20/2026
_/\_“r
E REILLY WINDOWS & DOORS
N 901 BURMAN BLVD.
VERTICAL CROSS SECTION CALVERTON, NY 11933 ‘
METAL STRUCTURE INSTALLATION RWD WOOD FRENCH DOOR doo
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION IN=SWING - 7,
SEE SHEETS 20 AND 21 INSTALLATION DETAILS W/MOUNTING BRACKET =", TAT
NOTES: DRAWN: DWG NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, V.L. 08-02489
NOT SHOWN FOR CLARITY. SCALE NTS DATE 09/1 6/1 4 SHEET 12 OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

2 i MIN. ” REV DESCRIPTION DATE APPROVED
EDGE DISTANCE 174 ELCO
D REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
CONCRETE/MASONRY
BY OTHERS ‘
1.1/4” MIN.
OPTIONAL 1X BUCK EMBEDMENT
TO BE PROPERLY
SECURED f
SEE NOTSE,EEST_Z ‘ 1 1/4” MIN. L 1/47 MAX.
T : ! EMBEDMENT SHIM SPACE
1 1/4” MAX. J |
Y : SHIM SPACE _

1

___ 13
2" MIN N
29) EDGE DISTANCE " s INTERIOR

1/4” ELCO >
CRETE—FLEX
EXTERIOR INTERIOR
CONCRETE /MASONRY
BY OTHERS
2X BUCK > EXTERIOR
TO BE PROPERLY
// SECURED
SILL TO BE SET SEE NOTES 3-7
IN A BED OF SHEET 1
STRUCTURAL
SEALANT
OPTIONAL 1X BUCK JAMB INSTALLATION DETAIL
TO BE PROPERLY \ rt CONCRETE/MASONRY INSTALLATION
SECURED 1/4” MAX.
SEE NOTES 3-7 i FSHIM SPACE
SHEET 1
CONCRETE /MASONRY >< 1 .
BY OTHERS - — — - __ SIGNED: 07/20/2026
R P 4 o4
I S REILLY WINDOWS & DOORS
T B A T 901 BURMAN BLVD.
e T Y CALVERTON, NY 11933
—= RWD WOOD FRENCH DOOR
VERTICAL CROSS SECTION IN—SWING
CONCRETE/MASONRY INSTALLATION INSTALLATION DETAILS W/MOUNTING BRACKET
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION — I
SEE SHEETS 20 AND 21 : :
NOTES: V.L. 08-02489
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, SCALE NTS D 09/16,/14 SHEET 13 OF 22
NOT SHOWN FOR CLARITY. ——
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE - E. Luis R. Lomas P.E.
DESIGNED IN ACCORDANCE WITH ASTM E2112 208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514



REVISIONS

REV DESCRIPTION DATE APPROVED
1/2" MIN. __

EDGE DISTANCE - (2) #10 WOOD SCREW D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
WOOD FRAMING
OR 2X BUCK \ |
BY OTHERS g
1 1/4” MIN.
EMBEDMENT |
[ AW/ ‘
~J ~J U§ I_r/\ | J 1 1/4”" MIN. __ 1/4" MAX
1 1/47 MAX. EMBEDMENT SHIM SPACE
SHIM SPACE
./ & - ©
(4) #8 X 3/4 F1 BRACKET — 1 INTERIOR
WOOD SCREW 1/2” MIN J B
PER BRACKET EDGE DISTANCE 1‘[
>
(2) #10 wWooD 1)
SCREW
/
/ ) EXTERIOR
INTERIOR WOOD FRAMING
OR 2X BUCK
EXTERIOR BY OTHERS (4) #8 X 3/4”
WOOD SCREW
T 1 \ PER BRACKET
i F1 BRACKET
SILL TO BE SET
IN A BED OF
STRUCTURAL JAMB INSTALLATION DETAIL
SEALANT WOOD FRAMING OR 2X BUCK INSTALLATION
T 1/4” MAX.
SHIM SPACE
WOOD FRAMING i
OR 2X BUCK
BY OTHERS f
RN SIGNED: 07/20/2026
REILLY WINDOWS & DOORS
901 BURMAN BLVD.
WOOD FRAMING OR 2X BUCK INSTALLATION
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION RWD WOOD FRENCH DOOR
SEE SHEETS 20 AND 21 IN—SWING
INSTALLATION DETAILS W/F1 BRACKET
NOTES: DWE NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L. 08-02489
NOT SHOWN FOR CLARITY. DATE 09 /16/14 SHEET 14 OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 L. ROBERTO LOMAS P.E.

208 7th Ave, INDIALANTIC, FL 32903 Lu 'I_'_SL RN Lo r2<2:§1 Z'E'
434-688-0609  rllomas@Irlomaspe.com 0.:




REVISIONS
1/211 MIN. e REV DESCRIPTION DATE APPROVED
EDGE DISTANCE D | REVISED TO ADD INSTALLATION DETAILS | 03/04/2021| R.L.
METAL
STRUCTURE (2) #10 SMS OR
BY OTHERS T = SELF DRILLING
SCREW
[ AN\/4 — Z N1
> <~ ug |_,_/\ ” J o 1/47 MAX
1 1/47 MAX. SHIM SPACE
SHIM SPACE
./ & - ©
(4) #8 X 3/4 F1 BRACKET ( INTERIOR
WOOD SCREW 172" MIN J _
PER BRACKET EDGE DISTANCE }I
>
(2) #10 SMS OR 1)
SELF DRILLING
SCREW
D EXTERIOR
A ===
INTERIOR METAL
STRUCTURE
EXTERIOR BY OTHERS (4) #8 X 3/4”
WOOD SCREW
// a \ PER BRACKET
i F1 BRACKET
SILL TO BE SET
IN A BED OF
STRUCTURAL JAMB INSTALLATION DETAIL
SEALANT METAL STRUCTURE INSTALLATION
t 1/4” MAX.
SHIM SPACE
METAL i
STRUCTURE
BY OTHERS S 1
N E SIGNED: 07/20/2026
N
REILLY WINDOWS & DOORS
901 BURMAN BLVD.
METAL STRUCTURE INSTALLATION .
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION RWD WOOD FRENCH DOOR L
SEE SHEETS 20 AND 21 IN-SWING =g Y
INSTALLATION DETAILS W/F1 BRACKET =R", TAT
NOTES: DWG NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L. 08-02489
NOT SHOWN FOR CLARITY. DATE 09 /16/14 SHEET 15 OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE e
DESIGNED IN ACCORDANCE WITH ASTM E2112 pog 1 HOBERTO LOMAS P Lui s Rr\'loL-o mas. Z_E_

434-688-0609  rllomas@Irlomaspe.com




REVISIONS

» REV DESCRIPTION DATE APPROVED
2" MIN. (2) 1/4” ELCO
EDGE DISTANCE /_ CRETE—FLEX D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
CONCRETE/ T A R 74;
MASONRY \“ I R S 1
. . - .-A__ _4---__4-.. .,
BY OTHERS . e L 4:- e 4 R - E 2 1 1/4 MIN.
A9 a4 g 90 EMBEDMENT
OPTIONAL 1X BUCK —~ . o AT L . i 1.1/4” MIN 1/4” MAX
TO BE PROPERLY : -l
SECURED ~_ | EMBEDMENT SHIM SPACE
SEE NOTES 3-7 ‘
SHEET 1 \ E o o |_,_/\ ' Y s
1 § 1/4” MAX. J 2” MIN v ®
SHIM SPACE EDGE DISTANCE || - ¥ A _
INTERIOR
v
(4) #8 X 3/4”—/ F1 BRACKET e T
WOOD SCREW ) SRS B 1-|
PER BRACKET (2) 1/4” ELCO o
CRETE—FLEX e T ;""’W
: - N V-
CONCRETE/ PR D
MASONRY e :
BY OTHERS LT A EXTERIOR
. _.'V_ v R -
OPTIONAL 1X BUCK N D
EXTERIOR INTERIOR TO BE PROPERLY T \ ”
= —_ ‘9 . (4) #8 X 3/4
SECURED S
s M WOOD SCREW
SEE NOTES 3-7 e PER BRACKET
SHEET 1 IR A
/ s 0 F1 BRACKET
ﬁ\}'—'; TE%DBEOFSET JAMB INSTALLATION DETAIL
STRUCTURAL CONCRETE/MASONRY INSTALLATION
SEALANT
- — 1/41; MAX. NOTES:
OPTIONAL 1X BUCK SEIM SPAGE 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
TO BE PROPERLY NOT SHOWN FOR CLARITY.
SECURED iy 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
SEE NOTES 3—7 f DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 07/20/2026
SHEET 1
N ——— REILLY WINDOWS & DOORS
CONCRETE /MASONRY o e ot T 901 BURMAN BLVD.
BY OTHERS JAREE T e T T CALVERTON, NY 11933
. . -4. Ad-. '4. .q ’
R L T RWD WOOD FRENCH DOOR
. S A e IN—SWING
4 e e — INSTALLATION DETAILS W/F1 BRACKET
VERTICAL CROSS SECTION e
CONCRETE/MASONRY INSTALLATION 08—-02489
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION -

SEE SHEETS 20 AND 21 DATE 09/16/14 SHEET 16 OF 22

L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 Lu 'I_'_SL RN Lo r2<2:§1 Z'E'
434-688-0609  rllomas@Irlomaspe.com 0.:




REVISIONS

REV DESCRIPTION DATE APPROVED
1/2” MIN.

EDGE DISTANCE D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
WOOD FRAMING
OR 2X BUCK \ |
BY OTHERS
1 1/4” MIN.
EMBEDMENT |
i S g~ o J 1 1/4” MIN. 1/4" MAX
1 1/47 MAX. EMBEDMENT SHIM SPACE
SHIM SPACE
O
* INTERIOR
1/2" MIN
#10 WOOD SCREW EDGE DISTANCE
D
#10 WOOD SCREW /
P D
/ D EXTERIOR
INTERIOR WOOD FRAMING
OR 2X BUCK
EXTERIOR N OTHERS D
/ i
SILL TO BE SET
IN A BED OF
STRUCTURAL JAMB INSTALLATION DETAIL
SEALANT WOOD FRAMING OR 2X BUCK INSTALLATION
T 1/4” MAX.
SHIM SPACE
WOOD FRAMING i
OR 2X BUCK
BY OTHERS f
RN SIGNED: 07/20/2026
REILLY WINDOWS & DOORS
901 BURMAN BLVD.
WOOD FRAMING OR 2X BUCK INSTALLATION
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION RWD WOOD FRENCH DOOR
SEE SHEETS 20 AND 21 IN—SWING
FRAME INSTALLATION DETAILS
NOTES: DWE NO.
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L. 08-02489
NOT SHOWN FOR CLARITY. DATE 09 /16/14 SHEET17 OF 22
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

208 7th Ave, INDIALANTIC, FL 32903

434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




1/2” MIN.
EDGE DISTANCE

METAL
STRUCTURE
BY OTHERS

&

N\ N\ < N\ I_'_/
1 1/4” MAX. J
SHIM SPACE
#10 SMS OR
SELF DRILLING
SCREW
INTERIOR
EXTERIOR
i SILL TO BE SET
IN A BED OF
STRUCTURAL
SEALANT
r—r——
t 1/4” MAX.
SHIM SPACE
METAL i
STRUCTURE
BY OTHERS S E 1
N
VERTICAL CROSS SECTION
METAL STRUCTURE INSTALLATION
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION
SEE SHEETS 20 AND 21
NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

1/4" MAX
SHIM SPACE

\
1/2” MIN
EDGE DISTANCE

J

#10 SMS OR
SELF DRILLING
SCREW

METAL
STRUCTURE
BY OTHERS

O
INTERIOR

—

D EXTERIOR

JAMB INSTALLATION DETAIL
METAL STRUCTURE INSTALLATION

SIGNED: 07/20/2026

REILLY WINDOWS & DOORS

901 BURMAN BLVD.
CALVERTON, NY 11933

RWD WOOD FRENCH DOOR
IN—SWING
FRAME INSTALLATION DETAILS

DWG NO.

08-02489

SHEET 18 OF 22

L. ROBERTO LOMAS P.E.
208 7th Ave, INDIALANTIC, FL 32903
434-688-0609  rllomas@Irlomaspe.com

DATE 09 /16/14

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

2” MIN.
EDGE DISTANCE D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
CONCRETE/ : . ’ - . i - ]

MASONRY \““_" O A T 1
BY OTHERS . R o A:_ Sy - q" Y A YZAR VI
Cdel . o B Y 070 EMBEDMENT
OPTlONAL 1X BUCK \_ﬁ . . .. .- B -.4 o 4._‘7'_ . - 4 < . . v 1 1/41) MlN, 1/41) MAX
TO BE PROPERLY ] -
ROPERLY \\><~ | EMBEDMENT SHIM SPACE
SEE NOTES 3-7 _
SHEET 1 = N = = S LAY B
1 1/4” MAX. J I
SHIM SPACE 2" 10 ¥ O
MIN AN INTERIOR
EDGE SRR
DISTANCE I
1/4” ELCO - ) }l
CRETE—FLEX T j
) 4
1/4” ELCO
CRETE—FLEX )
: D EXTERIOR
CONCRETE/ r -
MASONRY
BY OTHERS D
EXTERIOR INTERIOR
=
OPTIONAL 1X BUCK
TO BE PROPERLY
// SECURED
SEE NOTES 3-7
SHEET 1
ﬁ\}'—'; ?EDBEOFSET JAMB INSTALLATION DETAIL
STRUCTURAL CONCRETE/MASONRY INSTALLATION
SEALANT
— ” NOTES:
OPTIONAL 1X BUCK i S1H/Iljl- Shél’Q)é.E 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
TO BE PROPERLY NOT SHOWN FOR CLARITY.
SECURED iy 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
SEE NOTES 3-7 f DESIGNED IN ACCORDANCE WITH ASTM E2112 SIGNED: 07/20/2026
SHEET 1
>< REILLY WINDOWS & DOORS
CONCRETE /MASONRY o e T LAy T, 901 BURMAN BLVD.
BY OTHERS Yo L - R CALVERTON, NY 11933
oy ALt eeT L e RWD WOOD FRENCH DOOR
3 oA PR IN-SWING
4 —— — : FRAME INSTALLATION DETAILS
VERTICAL CROSS SECTION )
CONCRETE/MASONRY INSTALLATION 08—-02489
WOOD SILL SHOWN, FOR BRONZE SILL INSTALLATION —
SEE SHEETS 20 AND 21 DATE 09/16/14 SHEET 19 OF 22

L. ROBERTO LOMAS P.E. .
208 7th Ave, INDIALANTIC, FL 32903 Lu 'I_'_SL RN Lo r2<2:§1 Z'E'
434-688-0609  rllomas@Irlomaspe.com 0.:




REVISIONS

REV DESCRIPTION DATE APPROVED

D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.

EXTERIOR INTERIOR

EXTERIOR INTERIOR
SILL TO BE SET
IN A BED OF
STRUCTURAL
SEALANT /
BACKER ROD g 1/2” MAX.
& APPROVED SHIM SPACE
SEALANT
_ SILL TO BE SET
WOOD FRAMING i g\'TR/tJCE-grEUDRAOLF
OR 2X BUCK f SEALANT
BY OTHERS BACKER ROD G )
N & APPROVED 1/27 MAX.
SEALANT ( SHIM SPACE
VERTICAL CROSS SECTION OPTIONAL 1X BUCK -
WOOD FRAMING OR 2X BUCK INSTALLATION SEE NOTES 3-7
WITH BRONZE SILL SHEET 1 >< f
MASONRY /CONCRETE R L T : e
BY OTHERS K
EXTERIOR INTERIOR I
. L
VERTICAL CROSS SECTION
// CONCRETE/MASONRY INSTALLATION
WITH BRONZE SILL
SILL TO BE SET
IN A BED OF
STRUCTURAL SIGNED: 07/20/2026
SEALANT
SACKER ROD G /2" MAX REILLY WINDOWS & DOORS
& APPROVED SHIM SPACE 901 BURMAN BLVD.
SEALANT CALVERTON, NY 11933
RWD WOOD FRENCH DOOR ke
METAL i IN—SWING o )
STRUCTURE f INSTALLATION DETAILS W/BRONZE SILL . STAT
BY OTHERS =
DWG NO.
08-02489
- DATE SHEET
VERTICAL CROSS SECTION 09/16/14 20 OF 22
METAL STRUCTURE INSTALLATION L. ROBERTO LOMAS P.E. Luis R. Lomas P.E
208 7th Ave, INDIALANTIC, FL 32903 : A e
WITH BRONZE SILL 434-688-06‘869 rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED
INTERIOR D | REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
EXTERIOR E—
INTERIOR
EXTERIOR -
SIKAFLEX 552 E—
STRUCTURAL
CAULK //
NN
WOOD FRAMING SIKAFLEX 552
OR 2X BUCK STRUCTURAL
BY OTHERS CAULK
/ AN
/ \ MASONRY /
SHEATING SIS . §$N§$HEET§S
BY OTHERS VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION e N :
WITH BRONZE SILL T T DT
O AT
o R ..Aqé'l'. a- 4."<1' L
EXTERIOR INTERIOR T q o Lt a % D
VERTICAL CROSS SECTION
MASONRY/CONCRETE INSTALLATION
WITH BRONZE SILL
SIKAFLEX 552
STRUCTURAL
CAULK SIGNED: 07/20/2026
REILLY WINDOWS & DOORS
901 BURMAN BLVD.
CALVERTON, NY 11933
e CTURE RWD WOOD FRENCH DOOR *e
BY OTHERS IN—SWING = 5
INSTALLATION DETAILS W/BRONZE SILL =", TAT
DWG NO.
08-02489
E— E— DATE SHEET
VERTICAL CROSS SECTION 09/16/14 21 OF 22
METAL STRUCTURE INSTALLATION L. ROBERTO LOMAS P.E. Luis R. Lomas P.E
208 7th Ave, INDIALANTIC, FL 32903 : e
WITH BRONZE SILL 434-688-06‘869 rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

3 /8 REV DESCRIPTION DATE APPROVED
D REVISED TO ADD INSTALLATION DETAILS 03/04/2021| R.L.
5” 5”
— 1 1/2" |—
f ﬁ [ 2 5/8 | 3 1/ |__
1.1/2" 15/8” ‘
[ . —| |— 85/16”
PN | - W - e 1 15/16
@ FRAME SILL FRAME @ STILE L | m 3
MAHOGANY MAHOGANY MAHOGANY LA
DOOR SILL SILL NOSE
3 1/8" ~— 2 1/4" — MAHOGANY MAHOGANY
LI
2 5 5/8
| — 1 3/4" |— 1 3 3/47
2 5/8 2 5/8 | 3 1/4" 14
/2" — 7 3w | -
7 f ; 9/16” f
° °° 1.1/2” 12 1/4”
@ STILE PANEL FRAME GLASS STOP ee ASTRAGAL
MAHOGANY MAHOGANY MAHOGANY “MAHOGANY 31 7/8" & |
—1 3/8” |—
_____J / " r_———’r' o o -¢;\\\ \\\\— $0.1800"
3
| - 2 1/4”
1.3/47 T ‘ / A‘ 13/16 9/16 \
1 1/8" ‘ t 1 [ IT IT IT N 71 ¢1/8 I~
z v ] S—} V7 o/ | | (3 MOUNTING BRACKET
f ALUMINUM 6063-T5 1/8" THICK
SILL NOSING @ CASING EXTRUSION SUPPORT BLOCK B
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