The Door Store of America, Inc.

GENERAL NOTES:

1. THIS PRODUCT IS DESIGNED TO COMPLY WITH THE CURRENT EDITION OF THE FLORIDA BUILDING CODE - BUILDING AND

RESIDENTIAL REQUIREMENTS INCLUDING THE HIGH VELOCITY HURRICANE ZONE (HVHZ) AT THE DESIGN PRESSURE(S)

STATED HEREIN. THE PRODUCT DETAILS CONTAINED HEREIN ARE BASED UPON SIGNED AND SEALED TEST REPORT NO.

ATLNC 0624.01-19, DATED 5/13/20 AND ADDENDUM DATED 07/20/22 AND ASSOCIATED LABORATORY STAMPED DRAWINGS,

SIGNED AND SEALED BY DAVID WESLEY JOHNSON, FL PE NO. 61915. TESTING WAS PERFORMED TO THE FOLLOWING:
ASTM E330-02, ASTM E331-00, ASTM E283-04

1.1.
1.2. TAS 201-94, TAS 202-94 AND TAS 203-94

STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

4. IN AREAS WHERE WIND-BORNE DEBRIS PROTECTION REQUIREMENTS EXIST, USE OF AN APPROVED IMPACT PROTECTIVE

6. GLAZING: 1" OVERALL THICKNESS: 5/32" TEMPERED, AIR SPACE (1/2" TPS SPACER BY PT ABEBERSA PRATAMA), 5/16"
LAMINATED (1/8" ANNEALED x KURARAY AMERICA 0.090 SG INTERLAYER x 1/8" ANNEALED). GLAZED USING DOW 995
STRUCTURAL ADHESIVE GRADE SEALANT.

6.1. GLASS MEETS THE REQUIREMENTS OF ASTM E1300-12AE1.

Complete Collection, Single and Double Doors, Inswing, Fully and Partially Glazed
INSTALLATION ANCHORAGE DETAILS

INSTALLATION NOTES:

1. INSTALLATION ANCHORAGE SHALL BE LOCATED AS SHOWN IN THE FOLLOWING ELEVATION VIEWS.
1.1. 2XWOOD FRAMING OR BUCKING SUBSTRATES SHOWN ON SHEET 3, 3A, 3B & 3C.
1.2. CONCRETE AND MASONRY SUBSTRATES AS SHOWN ON SHEET 4, 4A, 4B & 4C.

2. SPECIFIC INSTALLATION DETAILS ARE SHOWN ON THE FOLLOWING SHEETS.

2. ADEQUACY OF THE EXISTING STRUCTURAL CONCRETE / MASONRY AND 2X FRAMING AS A MAIN WIND FORCE RESISTING ~ 2-1- 2XWOOD FRAMING OR BUCKING AT HEAD, SILLS OR JAMBS
21.1. SEE DETAILS ON SHEET 6 FOR HEAD AND SILL INSTALLATION ANCHORAGE REQUIREMENTS.
SYSTEM CAPABLE OF WITHSTANDING AND TRANSFERRING APPLIED PRODUCT LOADS TO THE STRUCTURE IS THE
S ESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD 212 SEE DETAILS ON SHEET 7 FOR JAMB INSTALLATION ANCHORAGE REQUIREMENTS.
: 22, CONCRETE OR MASONRY AT HEAD, SILLS OR JAMBS (OPTIONAL 1X WOOD BUCK ALLOWED, SEE NOTE 3.1)
211. SEE DETAILS ON SHEET 8 FOR HEAD AND SILL INSTALLATION ANCHORAGE REQUIREMENTS.
3.1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE D TS O R e o e

3. VERTICAL AND HORIZONTAL SECTION VIEWS ARE SHOWN ON THE FOLLOWING SHEETS.

3.1. 2XWOOD FRAMING OR BUCKING AT HEAD, SILLS OR JAMBS
SYSTEMIS NOT REQUIRED WITH THIS PRODUCT. 3.1.1.  SEE DETAILS ON SHEET 11 FOR VERTICAL SECTION VIEWS OF HEAD AND SILL.
3.1.2. SEE DETAILS ON SHEET 12 & 12A FOR HORIZONTAL SECTION VIEWS OF JAMBS.
.DOOR FRAME AND PANEL MATERIAL: MAHOGANY, KNOTTY-ALDER, WALNUT, WHITE OAK AND A YA. MINIMUM SPECIFI
° GgSVITY (SG) = 0.55 FOR BASIC AND 0.68 FOO?? 120/:) MCO ’ uT, © cco UM SPECIFIC 3.2. CONCRETE OR MASONRY AT HEAD, SILLS OR JAMBS (OPTIONAL 1X WOOD BUCK ALLOWED, SEE NOTE 3.1)
' ’ ’ 3.1.1.  SEE DETAILS ON SHEET 13 FOR VERTICAL SECTION VIEWS OF HEAD AND SILL.
3.1.2. SEE DETAILS ON SHEET 14 & 14A FOR HORIZONTAL SECTION VIEWS OF JAMBS.

4. INSTALLATION SCREW (ANCHORAGE) SPECIFICATION
4.1. NO. 14 WOOD SCREWS.
4.1.1. WOOD SCREWS SHALL MEET ANSI B18.6.1 AND BE A MINIMUM GRADE 2 STRENGTH

9.1.2. SINGLE (X) FOOR: GU MULTIPOINT HARDWARE; MODEL 6-35565-02-R-8B.

THE 3.484" SPACING BETWEEN ANCHORS IS ACCEPTABLE.

7. SITE CONDITIONS THAT DEVIATE FROM THE DETAILS OF THIS DRAWING REQUIRE FURTHER ENGINEERING EVALUATION 4.1.2. mm:mum Emgggmgm :S m’lﬁ-TX‘I’SSg 'IS'SIRE;\I/ELE'\IISEGENCTAEP%IIE_IVAAEILEED'I!F NEEBDE'; :TSE'-S“’A“SE/S% .
BY A LICENSED ENGINEER OR REGISTERED ARCHITECT. SCREVL('/S Ny S - THIS REQU c O suBS
- 413.  MINIMUM EDGE DISTANCE AND SPACING BETWEEN SCREW IS 1".
8. DESIGNATION "X" STANDS FOR OPERABLE PANEL. 42. 1/4" DIAMETER ELCO ULTRACON CONCRETE SCREWS

9. HARDWARE (AS-TESTED; SUBSTITUTIONS ALLOWED PER FBC REQUIREMENTS): 4.2.1. MINIMUM EMBEDMENT IS 1-3/4" IN CONCRETE AND 1-1/4" IN MASONRY (CMU).
91 MULTLPOINT LOCK AND HANDLES BY: 42.2.  MINIMUM EDGE DISTANCE IS 2-1/2".
. : 5100- 423.  MINIMUM SPACING BETWEEN SCREWS IS 4.
o B D R e e oLt Vo100-060. 423.1.  EXCEPTION: HINGE ANCHORAGE AS SHOWN ON SHEET 9, DETAIL10 HAS BEEN ACCOUNTED FOR.

9.2. HINGES: (10) STEEL 4-1/2" X 4-1/2" BALL BEARING HINGES BY PHILADELPHIA HARDWARE.
9.3. THRESHOLD: HYDROSILL 2200 SERIES FOR INSWING BY SCHLEGEL
10. INTERIOR AND EXTERIOR FINISHING AND PERIMETER SEALING ARE FOR ILLUSTRATIVE PURPOSES ONLY. THESE

DRAWINGS CERTIFY THE DOOR INSTALLATION ONLY. WATER SEALING OF THE INSTALLED DOOR IS NOT PART OF THIS
INSTALLATION CERTIFICATION. WATER SEALING SHALL BE THE RESPONSIBILITY OF THE INSTALLER.

10.1. PERIMETER AND JOINT SEALANT BY OTHERS TO BE DESIGNED IN ACCORDANCE WITH THE FBC RESIDENTIAL AND
BUILDING AND WITH FMA/AAMA/WDMA PROTOCOLS OR AS RECOMMENDED BY THE MANUFACTURER.

5. THE NUMBER OF INSTALLATION ANCHORS DEPICTED IS THE MINIMUM NUMBER OF ANCHORS TO BE USED FOR
PRODUCT INSTALLATION AT THE MAXIMUM UNIT SIZE SHOWN. SMALLER UNIT SIZES CAN HAVE LESS
ANCHORS AS LONG AS THE EDGE DISTANCE AND ON CENTER (O.C.) SPACING ARE THE SAME AS OR LESS
THAN THAT SHOWN. INSTALLATION ANCHORS AT THE STRIKE PLATES AND HINGES SHALL REMAIN THE SAME.

6. SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD BEARING SHIM(S). MAXIMUM ALLOWABLE

TABLE OF CONTENTS

SHEET

DESCRIPTION

1

NOTES - GENERAL & INSTALLATION

2,2A, 2B, 2C & 2D

ELEVATIONS - X & XX RECTANGULAR, ARCH TOP, AND FULL RADIUS

3,3A,3B&3C

ELEVATION - ANCHOR LAYOUT - WOOD INSTALLATION

4,4A, 4B & 4C

ELEVATION - ANCHOR LAYOUT - CONCRETE/MASONRY INSTALLATION

5, 5A, 5B & 5C

ELEVATIONS - HINGES & BRICK MOULD

WOOD INSTALLATION - DETAILS 1 THRU 6

WOOD INSTALLATION - DETAILS 7 THRU 11

CONCRETE INSTALLATION - DETAILS 1 THRU 6

CONCRETE/MASONRY INSTALLATION - DETAILS 7 THRU 11

DETAILS - MISCELLANEOUS

SECTIONS - VERTICAL - WOOD INSTALLATION

SHIM SIZE IS 1/4 INCH. SHIM WHERE SPACE OF 1/16 INCH OR GREATER OCCURS. SHIM(S) SHALL BE
CONSTRUCTED OF HIGH DENSITY PLASTIC OR BETTER. SHIMS MAY NOT BE SHOWN IN THE SECTION VIEWS OF
THIS DRAWING FOR CLARITY

7. MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL FINISHES (INCLUDING BUT NOT LIMITED TO
STUCCO, FOAM, BRICK VENEER AND SIDING).

PERFORMANCE RATING

DESIGN PRESSURE
RATING (PSF)

MAXIMUM UNIT DIMENSIONS WATER PENETRATION RATING IMPACT RATING

76" X 123-1/16" XX INSWING - RECTANGULAR

+70.0 * SEENOTE1&2*
12 & 12A SECTIONS - HORIZONTAL - WOOD INSTALLATION 76-1/8" X 122-7/8" XX INSWING - ARCH TOP HVHZ
13 SECTIONS - VERTICAL - CONCRETE INSTALLATION 39-1/4" X 122-7/8" X INSWING - RECTANGULAR LARGE MISSILE IMPACT
" " +19.5/-70 SEE NOTE1&3
14 & 14A SECTIONS - HORIZONTAL - CONCRETE/MASONRY INSTALLATION 39-1/4" X 122-7/8" X INSWING - ARCH TOP

15, 15A, 15B & 15C

MULTIPOINT LOCK LAYOUT

16

PANEL CONSTRUCTION - MULTIPOINT LOCK DETAIL

17 THRU 19

APPROVED CONFIGURATIONS

NOTE 1: PRODUCT TESTED FOR LIMITED WATER PENETRATION RESISTANCE AT 19.5 PSF POSITIVE DESIGN PRESSURE.
NOTE 2: THE PRODUCT MUST BE USED WHERE WATER PENETRATION IS NOT REQUIRED OR WHERE AN OVERHANG MEETING THE REQUIREMENTS OF THE CURRENT EDITION
OF THE FLORIDA BUILDING AND RESIDENTIAL CODES HAS BEEN EMPLOYED.

NOTE 3: WHERE DP REQUIREMENTS DO NOT EXCEED +19.5/-70 PSF, THE PRODUCT CAN BE USED WITHOUT OVERHANG.
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PRODUCT LIMITATIONS:

1. MAXIMUM OVERALL (O.A.) FRAME SIZE
1.1. 76" X 123-1/16"

8/3/2022

DRAWING NO:
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2. MAXIMUM PANEL SIZE
21. 36" X 120"

3. MINIMUM PANEL THICKNESS
3.1.  2-1/4" (NOMINAL)

DRAWN BY:

4. MAXIMUM DAYLIGHT OPENING (DLO)
41. MAXIMUM FULL VIEW LITE DLO 24-1/4" X
105-1/8"
DLO SHOWN IS APPROXIMATE AND MAY
VARY.

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

The Door Store of America, Inc.
XX RECTANGULAR ELEVATION

FULL VIEW GLAZED LITES SHOWN.

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

SEE SHEETS 17, 18 AND 19 FOR ADDITIONAL
APPROVED CONFIGURATIONS.

PTC PRODUCT DESIGN GROUP, LLC

SEE SHEET 2D FOR PANEL RAIL AND STILE
DIMENSIONING.
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2. MAXIMUM PANEL SIZE

2.1. 36" X 120" X

3.  MINIMUM PANEL THICKNESS -
3.1. 2-1/4" (NOMINAL) ]

DRAWN BY:

41. MAXIMUM PARTIALLY GLAZED LITE DLO
24-1/4" X 79-3/4"

4.2. DLO SHOWN IS APPROXIMATE AND MAY 0 /

VARY. /

/

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

4. MAXIMUM DAYLIGHT OPENING (DLO) //
/

10681 World Trade Blvd

The Door Store of America, Inc.

XX PARTIALLY GLAZED RECTANGULAR ELEVATION

PARTIALLY GLAZED LITES WITH OPAQUE
RAISED PANELS SHOWN.

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

792" DLO
SEE SHEETS 17, 18 AND 19 FOR ADDITIONAL HEIGHT
APPROVED CONFIGURATIONS.

SEE SHEET 2D FOR PANEL RAIL AND STILE
DIMENSIONING.

Robert J. Amoruso, P.E.
Florida P.E. No. 49752



AutoCAD SHX Text
PREPARED BY:


XX PARTIALLY
GLAZED ARCH
TOP ELEVATION

EXTERIOR

PRODUCT LIMITATIONS:
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2. MAXIMUM PANEL SIZE
21. 36" X 120"

3.  MINIMUM PANEL THICKNESS
3.1. 2-1/4" (NOMINAL)

4. MAXIMUM DAYLIGHT OPENING
(DLO)
41.  MAXIMUM PARTIALLY GLAZED
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24-1/4" X 85-3/4",
DLO SHOWN IS APPROXIMATE
AND MAY VARY.

PARTIALLY GLAZED LITES WITH
OPAQUE RAISED PANELS SHOWN.

SEE SHEETS 17, 18 AND 19 FOR
ADDITIONAL APPROVED
CONFIGURATIONS.

SEE SHEET 2D FOR PANEL RAIL
AND STILE DIMENSIONING.
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PRODUCT LIMITATIONS:

1.  MAXIMUM OVERALL (O.A.) FRAME
SIZE
1.1. 39-1/4" X 122-7/8"

DRAWN BY:
REV:

2. MAXIMUM PANEL SIZE
2.1. 36" X 120"

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd

Phone: 321.690.1788

The Door Store of America, Inc.

3. MINIMUM PANEL THICKNESS
3.1. 2-1/4" (NOMINAL)

4.  MAXIMUM DAYLIGHT OPENING
(DLO)
41.  MAXIMUM PARTIALLY GLAZED
LITE DLO 24-1/4" X 79-3/4"
4.2. DLO SHOWN IS APPROXIMATE
AND MAY VARY.

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

X PARTIALLY GLAZED RECTANGULAR AND ARCH TOP ELEVATIONS

PTC PRODUCT DESIGN GROUP, LLC

PARTIALLY GLAZED LITES WITH
OPAQUE RAISED PANELS SHOWN.

SEE SHEETS 17, 18 AND 19 FOR Robert J. Amoruso, P.E.
ADDITIONAL APPROVED Florida P.E. No. 49752
CONFIGURATIONS.

SEE SHEET 2D FOR PANEL RAIL
AND STILE DIMENSIONING.
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MAXIMUM 1/4” 1.232" O.C.
SHIM BETWEEN SPACING TYPICAL

DOOR FRAME ALL LOCATIONS.
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SECTION VIEWS. Florida P.E. No. 49752

[ \/@
N

9-1/16" THRU THRESHOLD INTO
O.C. TYP. SCHLEGEL SUPPORTING 2X WOOD
HYDROSILL SUBSTRATE: #14 WOOD

2200 SERIES \ 6/ SCREW W/1-1/2”
THRESHOLD MINIMUM PENETRATION

+23%" O.C.—><—23%" O.C.—><—24%" o.c.—><—24%" 0.C—»l



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD 

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
LVL OR 2X WOOD BUCK/FRAMING 

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE 

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREW W/1-1/2" MINIMUM PENETRATION


RJA

XX ARCH TOP
ELEVATION

2X WOOD BUCK/FRAMING

9/2/2022

INSTALLATION LVL OR 2X WOOD

BUCK/FRAMING

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

#14 WOOD SCREW
THROUGH FRAME JAMB
W/1=1/2" MINIMUM
PENETRATION INTO 2X
WOOD SUBSTRATE (2
PLACES)

8/3/2022

DRAWING NO:
DSA0008

: 3AOF 19

1 L
m O0.C— \

#14 WOOD SCREW THROUGH
FRAME JAMB W/1-1/2"
MINIMUM PENETRATION INTO
2X WOOD SUBSTRATE

DRAWN BY:

REV:

FRAME JAMB

Raleigh, NC 27617

10681 World Trade Blvd
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

2X WOOD
BUCK/FRAMING

MAXIMUM 1/4"
SHIM BETWEEN
DOOR FRAME
AND 2X WOOD

DOOR

1.232” 0O.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/7 & 10/7 Robert J. Amoruso, P.E.
SECTION VIEWS. Florida P.E. No. 49752

q
\/@
9-1/16" ! " U

O.C. TYP. THRU THRESHOLD INTO
SCHLEGEL SUPPORTING 2X WOOD
HYDROSILL SUBSTRATE: #14 WOOD
2200 SERIES SCREW W/1-1/2"
THRESHOLD MINIMUM PENETRATION

The Door Store of America, Inc.
ELEVATION - ANCHOR LAYOUT - WOOD

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

23%" O.C.—><—24%" O0.C—ml=24

\*



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
LVL OR 2X WOOD BUCK/FRAMING 

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREW W/1-1/2" MINIMUM PENETRATION

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE 

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD 


X RECTANGULAR

ELEVATION

2X WOOD BUCK/FRAMING
INSTALLATION

LVL OR 2X WOOD
BUCK/HEADER
HEADER

# 14 WOOD SCREWS

THROUGH FRAME
JAMB W/ MINIMUM
1—=1/2" PENETRATION
INTO 2X WOOD
SUBSTRATE (2
PLACES)

JAMB FRAME \

2X WOOD
BUCK/FRAMING

1.232" 0.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/7 & 10/7
SECTION VIEWS.

DOOR HINGE \
NN

| ><

XX

AN
~

—_—
_\(O_\
|

-
©

16

o
ool

o
ol

L&l

MAXIMUM 1/4"
SHIM BETWEEN
DOOR FRAME
AND STUD
WALL

SCHLEGEL
HYDROSILL
2200 SERIES
THRESHOLD

J-+23%" o.c.—><—24%" o.c.—><—24%" 0.C—=1

1

-+23%" ocH

—

THRU THRESHOLD INTO ]

SUPPORTING 2X WOOD
SUBSTRATE: #14 WOOD

SCREWS W/1-1/2”
MINIMUM PENETRATION

Zu

Xi

23§ll

Xi

| ><

XX

N\
~

—_—
_\(OA
)

—_—
©
—_ |
ol

L&l

X_

J-+23%" o.c.—><—24%" o.c.—><—24%" 0.C—»

1

-+23%" o.cH

—

§u
22

!

D

THRU THRESHOLD INTO ]

SUPPORTING 2X WOOD
SUBSTRATE: #14 WOOD

SCREWS W/1-1/2”
MINIMUM PENETRATION

RJA

9/2/2022

PROJECT #420-0601

REVISED FOR MD

COMMENTS
DESCRIPTION

8/3/2022

DRAWING NO:

DSA0008
3B OF 19

DRAWN BY:

REV:

10681 World Trade Blvd
Raleigh, NC 27617
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

The Door Store of America, Inc.
ELEVATION - ANCHOR LAYOUT - WOOD

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

Phone: 321.690.1788
: 321.690.1789

h
Fax
Email: info@ptc-corp.com

PTC PRODUCT DESIGN GROUP, LLC
PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
# 14 WOOD SCREWS THROUGH FRAME JAMB W/ MINIMUM 1-1/2" PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
JAMB FRAME

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND STUD WALL 

AutoCAD SHX Text
LVL OR 2X WOOD BUCK/HEADER HEADER 

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION


RJA

X ARCH TOP
ELEVATION

2X WOOD BUCK/FRAMING : EQUALLY

SPACED AROUND

INSTALLATION i
8

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

LVL OR 2X WOOD —|
BUCK/FRAMING

# 14 WOOD SCREWS 14%" O.C. 1 /QSSESSSARE 1 42.. OC.

THROUGH FRAME JAMB W/ 215" O.C. SPACED AROUND

MINIMUM 1-1/2" 8 RADIUS HEAD
PENETRATION INTO 2X
WOOD SUBSTRATE (2
PLACES)

JAMB FRAME \

8/3/2022

DRAWING NO:
DSA0008

:3COF19

| ><

Zu
23g" O.C.

XX
XX

DRAWN BY:

AN
~
AN
~

Raleigh, NC 27617

10681 World Trade Blvd
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

2X WOOD
BUCK/FRAMING

The Door Store of America, Inc.

1.232” 0.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/7 & 10/7
SECTION VIEWS.

DOOR HINGE \
A

MAXIMUM 1/4"
SHIM BETWEEN
DOOR FRAME
AND STUD
WALL

ELEVATION - ANCHOR LAYOUT - WOOD

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

J-+23%" O.C.—><—24%" 0.C—»l—e 8%' O.C.=
e 2311 0 c -l 2417 0.c—=l183" 0.C.
1 6 - . 1 6 - . 8 - .

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

-+23%" o.cH
—=

SCHLEGEL
HYDROSILL
2200 SERIES \> V

THRESHOLD
\THRU THRESHOLD INTO

SUPPORTING 2X WOOD SUPPORTING 2X WOOD
SUBSTRATE: #14 WOOD SUBSTRATE: #14 WOOD
SCREWS W/1-1/2” SCREWS W/1-1/2"

MINIMUM PENETRATION MINIMUM PENETRATION



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION

AutoCAD SHX Text
# 14 WOOD SCREWS THROUGH FRAME JAMB W/ MINIMUM 1-1/2" PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
JAMB FRAME

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND STUD WALL 

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
LVL OR 2X WOOD BUCK/FRAMING

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION


XX

RECTANGULAR °¢™

ELEVATION

CONCRETE/MASONRY |

INSTALLATION

8-13/16"

1/4" CONCRETE SCREW THROUGH DOOR

FRAME W/MINIMUM 1-3/4" PENETRATION
INTO CONCRETE &

2—1/2" MINIMUM EDGE DISTANCE

CONCRETE

HEADER

+23%" O.C.—><—23%" o.c.—><—24%" O.C.—><—24%" 0.C—»1

MAXIMUM 1/4”
SHIM BETWEEN
DOOR FRAME
AND 2X WOOD

1/4” CONCRETE SCREW

THROUGH DOOR FRAME
W/MINIMUM 1—1/4"
PENETRATION INTO CMU WITH
2—1/2" MINIMUM EDGE
DISTANCE OR MINIMUM 1-3/4"
PENETRATION INTO CONCRETE &

2—1/2" MINIMUM EDGE
DISTANCE

DOOR FRAME

<

DOOR HINGE

3.484” 0.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/9 & 10/9
SECTION VIEWS.

\y

9-1/16"
O.C. TYP.

4"_»'

SCHLEGEL
HYDROSILL
2200 SERIES
THRESHOLD

N

THRU THRESHOLD INTO SUPPORTING
CONCRETE SUBSTRATE: 1/4” CONCRETE
SCREW W/MINIMUM 1-3/4" PENETRATION

INTO CONCRETE & 2—1/2" MINIMUM EDGE
DISTANCE

RJA

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

8/3/2022

DRAWING NO:
DSA0008

DRAWN BY:

REV:

Raleigh, NC 27617

10681 World Trade Blvd
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

Fax: 321.690.1789

Phone: 321.690.1788
Email: info@ptc-corp.com

The Door Store of America, Inc.

PO BOX 520775
LONGWOOD, FLORIDA 32752

ELEVATION - ANCHOR LAYOUT - CONCRETE/MASONRY

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

Robert J. Amoruso, P.E.
Florida P.E. No. 49752


AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE: 1/4" CONCRETE SCREW W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
2X WOOD

AutoCAD SHX Text
DOOR FRAME

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD 

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
CONCRETE HEADER 

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD


RJA

XX ARCHTOP 46
ELEVATION OC. YR, :FNQT%ME;WQQUQCTEVé/T»RﬁLE’SETR%?ORN
CONCRETE/MASONRY 2—1/2" MINIMUM EDGE DISTANCE
INSTALLATION CONCRETE

HEADER

1/4” CONCRETE SCREW
THROUGH DOOR FRAME
W/MINIMUM 1—1/4"
PENETRATION INTO CMU WITH
2—1/2" MINIMUM EDGE
DISTANCE OR MINIMUM 1-3/4"
PENETRATION INTO CONCRETE &

2—1/2" MINIMUM EDGE
DISTANCE

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

8/3/2022

DRAWING NO:
DSA0008

" 4AOF 19

DOOR FRAME

DRAWN BY:

REV:

| ><

Raleigh, NC 27617

10681 World Trade Blvd
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

Fax: 321.690.1789

Phone: 321.690.1788
Email: info@ptc-corp.com

The Door Store of America, Inc.

/—
/— 2X WOOD

BUCK/FRAMING

PO BOX 520775
LONGWOOD, FLORIDA 32752

/7
9
MAXIMUM 1/4”

SHIM BETWEEN
DOOR FRAME DOOR HINGE

AND 2X WOOD

3.484" 0O.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/9 & 10/9 Robert J. Amoruso, P.E.
SECTION VIEWS. Florida P.E. No. 49752

A

| ([

9-1/16" i N

O.C. TYP. THRU THRESHOLD INTO SUPPORTING
SCHLEGEL CONCRETE SUBSTRATE: 1/4" CONCRETE

HYDROSILL SCREW W/MINIMUM 1-3/4”" PENETRATION

2200 SERIES INTO CONCRETE & 2—1/2" MINIMUM EDGE
THRESHOLD DISTANCE

ELEVATION - ANCHOR LAYOUT - CONCRETE/MASONRY

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

1 1|| iu i"
2375 O.C—=="2435" O0.C—=2475" 0.C—=

:



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE: 1/4" CONCRETE SCREW W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
CONCRETE HEADER 

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
DOOR FRAME

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD 


RJA

X RECTANGULAR
ELEVATION

CONCRETE/MASONRY
INSTALLATION

LVL OR 2X WOOD/
BUCK/HEADER
HEADER

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

# 14 WOOD SCREWS
THROUGH FRAME

JAMB W/ MINIMUM

1—1/2" PENETRATION
INTO 2X WOOD

SUBSTRATE (2
PLACES)

JAMB FRAME \

8/3/2022

DRAWING NO:
DSA0008

" 4BOF 19

=
Kigo
©)
@)
=
Bl
©)
O

>

DRAWN BY:

~
Bl

O

o

REV:

~
INTR

O

@)

%:

ESN
~

Raleigh, NC 27617
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

: 321.690.1789

10681 World Trade Blvd
Phone: 321.690.1788

h
Fax
Email: info@ptc-corp.com

——

XX
The Door Store of America, Inc.

2X WOOD
BUCK/FRAMING

o
INTR
)
O
=
BIw
)

3.484” 0.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/9 & 10/9
SECTION VIEWS.

DOOR HINGE

ELEVATION - ANCHOR LAYOUT - CONCRETE/MASONRY

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

—
N
ENT)
@)
—
N
NI
@)

PTC PRODUCT DESIGN GROUP, LLC

=
INTR
O
@)
~
Al
O
o

J-+23%" O.C.—><—24%" o.c.—><—24%" 0.C—=1

MAXIMUM 1/4”
SHIM BETWEEN
DOOR FRAME
AND AND VBSOD

WALL

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

=
-hngO

o

(@)

-+23%" o.cH

9

=~
-blgﬁ

o

(@)

SCHLEGEL
HYDROSILL
2200 SERIES
THRESHOLD

THRU THRESHOLD INTO/

SUPPORTING 2X WOOD SUPPORTING 2X WOOD
SUBSTRATE: #14 WOOD SUBSTRATE: #14 WOOD

SCREWS W/1-1/2" SCREWS W/1-1/2”
MINIMUM PENETRATION MINIMUM PENETRATION

/
|t —

/
|t
|t

THRU THRESHOLD INTO ]

é
é



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
# 14 WOOD SCREWS THROUGH FRAME JAMB W/ MINIMUM 1-1/2" PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
JAMB FRAME

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND STUD WALL 

AutoCAD SHX Text
LVL OR 2X WOOD BUCK/HEADER HEADER 

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREWS W/1-1/2" MINIMUM PENETRATION


X ARCH TOP
ELEVATION

CONCRETE/MASONRY
INSTALLATION

1/4" CONCRETE SCREWS THROUGH
DOOR FRAME JAMB W/ MINIMUM
1—1/4" PENETRATION INTO CMU WITH
2—-1/2" MINIMUM EDGE DISTANCE OR
MINIMUM 1-3/4" PENETRATION INTO

CONCRETE & 2-1/2" MINIMUM EDGE
DISTANCE

DOOR FRAME

2X WOOD
BUCK/FRAMING

3.484” 0.C.
SPACING TYPICAL
ALL LOCATIONS.
SEE 9/9 & 10/9
SECTION VIEWS.

DOOR HINGE

~

~

W

\\\

ESN

MAXIMUM 1/4"
SHIM BETWEEN
DOOR FRAME
AND 2X WOOD

SCHLEGEL
HYDROSILL
2200 SERIES
THRESHOLD

J-+23%" O.C.—><—24%" 0.C—ml=e1 8%" 0.Cm

o

-+23%" o.cH

7

ANCHORS ARE
EQUALLY

SPACED AROUND
RADIUS HEAD

10L

8

145" O.C.
8

—

§u
145" 0.C

211" 0.cC.

ANCHORS ARE
EQUALLY
SPACED AROUND
RADIUS HEAD

8

~
051L0

)

O

N

—
N
oSl
O

=
J-+23%" O.C.—><—24%" 0.C—ml=e1 8%" 0.Cm

ool
O
@)

N

—
N
QI
O

N

—
N
odleo
O

22
THRESHOI

(o8]

1

%
N
m—

8

71!
@t. 7%"
7Z" 7_u

8

=

\\\

~

AN

~
I\)I=—\

O

@)

N

—
D
od1Lo
O

N

—
D
od1Lo
@)

N

—
N
od1eo
@)

-+23%' o.cH
—

—_
s

ool
O
O

N

N
It
)
@)

N

=
05100

)

@)

N

(o8]

—

n

m—
|

!

XTHRU THRESHOLD INTO

SUPPORTING CONCRETE
SUBSTRATE: 1/4”
CONCRETE SCREWS
W/1-1/2" MINIMUM
PENETRATION INTO
CONCRETE & 2-1/2"
MINIMUM EDGE DISTANCE

XTHRU THRESHOLD INTO

SUPPORTING CONCRETE
SUBSTRATE: 1/4”
CONCRETE SCREWS
W/1-1/2" MINIMUM
PENETRATION INTO
CONCRETE & 2-1/2"
MINIMUM EDGE DISTANCE

RJA

9/2/2022

PROJECT #420-0601

REVISED FOR MD

COMMENTS

DESCRIPTION

8/3/2022

DRAWING NO:

DSA0008
" 4COF 19

DRAWN BY:

REV:

The Door Store of America, Inc.
10681 World Trade Blvd
Raleigh, NC 27617
"'E: Complete Collection, Single and Double Doors, Inswing, Glazed

ELEVATION - ANCHOR LAYOUT - CONCRETE/MASONRY

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

PTC PRODUCT DESIGN GROUP, LLC

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE: 1/4" CONCRETE SCREWS W/1-1/2" MINIMUM PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
1/4" CONCRETE SCREWS THROUGH DOOR FRAME JAMB W/ MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE 

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
DOOR FRAME

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD

AutoCAD SHX Text
MAXIMUM 1/4" SHIM BETWEEN DOOR  FRAME AND 2X WOOD

AutoCAD SHX Text
DOOR HINGE

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE: 1/4" CONCRETE SCREWS W/1-1/2" MINIMUM PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
THRESHOLD


woo"dioo-0jd@oyur ;lewg ‘ON'v'0 3d84
aiva NOILdI¥0S3a 6140 § v 60.1°069'12€ Xed 14 'G00MONOTT
133HS AL o)1 069 126 o 52025 XO8 Od
‘SL'N 071 'dNO¥O NOIS3A 1ONA0¥d O1d

SLNIWWOD 8000vSsad
ceerel6 dIN ¥O4 d3SINIY :ON ONIMYHA 37v0S ‘ .L

¢coc/el8 vryd
:31va ‘A8 NMYSA

d1NON MOId¥4d 8 SIONIH - SNOILVATTE
paze|9 ‘Buimsu| ‘sioo 8|gno pue a|buls ‘uoos|jo) 818|dwo) .5y,
L1912 DN ‘ybrajey

PA|g 9ped]l PMOM L8901
1090-0¢¥# 1L03rodd *JU| ‘esLIaWY JO 910)S 100( YL

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

SUPPLIED BY DSA

SCREW MAXIMUM
SPACING 18" 0.C.

#6 x 2" TRIM

ELEVATION

XX BRICK MOULD
INSTALLATION

04
<
]
D
O
Z
<C
_I
O
LLI
04

ELEVATION
XX HINGE LOCATION



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#6 x 2" TRIM SCREW MAXIMUM SPACING 18" O.C. SUPPLIED BY DSA

AutoCAD SHX Text
76" X 123-1/16" MAXIMUM FRAME SIZE 

AutoCAD SHX Text
2" FLAT BRICK MOULD


woo"dioo-0jd@oyur ;lewg ‘ON'v'0 3d84
eI NOILdI¥OS3a 6l dJOVS v o it i GO OMONOT
133HS AL o)1 069 126 o 52025 XO8 Od

P OT1°dNOYO NOISIA 1ONAOYd OLd
SL'N

SLNIWWOD 8000vSsad
ceerel6 dIN ¥O4 d3SINIY :ON ONIMYHA 37v0S ‘ .L

¢coc/el8 vryd
:31va ‘A8 NMYSA

d1NON MOId¥4d 8 SIONIH - SNOILVATTE
paze|9 ‘Buimsu| ‘sioo 8|gno pue a|buls ‘uoos|jo) 818|dwo) .5y,
L1912 DN ‘ybrajey

PA|g 9ped]l PMOM L8901
1090-0¢¥# 1L03rodd *JU| ‘esLIaWY JO 910)S 100( YL

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

SUPPLIED BY DSA

SCREW MAXIMUM
SPACING 18" 0.C.

#6 x 2” TRIM

ELEVATION

XX BRICK MOULD
INSTALLATION

al
O
—
L
O
Y
<

ELEVATION
XX HINGE LOCATION

L] TI_A|1_2|L _A|1_2|V_ _A|1_8|V_ _A|1_4|V_

~l00
N~



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#6 x 2" TRIM SCREW MAXIMUM SPACING 18" O.C. SUPPLIED BY DSA

AutoCAD SHX Text
76" X 122-7/8" MAXIMUM FRAME SIZE 

AutoCAD SHX Text
2" FLAT BRICK MOULD


woo"dioo-0jd@oyur ;lewg ‘ON'v'0 3d84
aiva NOILdI¥0S3a 61 404S v 60.1°069'12€ Xed 14 'G00MONOTT
133HS AL o)1 069 126 o 52025 XO8 Od
‘SL'N 071 'dNO¥O NOIS3A 1ONA0¥d O1d

SINIWNOD 8000vsd
ceoere/e («NRS[ENEISNEN] :ON ONIMYYA ‘308 ‘ . L

¢coc/el8 vryd
:31va ‘A8 NMYSA

d1NON MOId¥4d 8 SIONIH - SNOILVATTE
paze|9 ‘Buimsu| ‘sioo 8|gno pue a|buls ‘uoos|jo) 818|dwo) .5y,
L1912 DN ‘ybrajey

PA|g 9ped]l PMOM L8901
1090-0¢¥# 1L03rodd *JU| ‘esLIaWY JO 910)S 100( YL

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

#6 x 2" TRIM SCREW

MAXIMUM SPACING 18"
0.C. SUPPLIED BY DSA

39-1/4" X 123
MAXIMUM FRAME
2" FLAT BRICK

\
N

INSTALLATION

ELEVATION
X BRICK MOULD

04
<
]
D
O
Z
<C
_I
O
LLI
04

ELEVATION
X HINGE LOCATION

|':‘J r|1_2|L r|1_2|L r|1_8|L r|1_4|L

1_2



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#6 x 2" TRIM SCREW MAXIMUM SPACING 18" O.C. SUPPLIED BY DSA

AutoCAD SHX Text
2" FLAT BRICK MOULD

AutoCAD SHX Text
39-1/4" X 123" MAXIMUM FRAME SIZE 


ELEVATION RECTANGULAR  ELEVATION

X HINGE LOCATION FRAME X BRICK MOULD
INSTALLATION

ZE —

(@) P

9/2/2022 | RJA

PROJECT #420-0601

REVISED FOR MD
COMMENTS

A

Mz
M
»

)

8/3/2022
DSA0008

ET:
5C OF 19

—_—

The Door Store of America, Inc.
10681 World Trade Blvd
Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

—_—

ELEVATIONS - HINGES & BRICK MOULD

N

39—-1/4" X 123"

A E
%@ s BRICK

—_—

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

—_—

N
i
.
L
1
L

~
OOI=—\
L

#6 x 2” TRIM
SCREW MAXIMUM
SPACING 18” 0.C.
SUPPLIED BY DSA



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#6 x 2" TRIM SCREW MAXIMUM SPACING 18" O.C. SUPPLIED BY DSA

AutoCAD SHX Text
39-1/4" X 123" MAXIMUM FRAME SIZE 

AutoCAD SHX Text
2" FLAT BRICK MOULD


RJA

DETAILS

2X WOOD BUCK/FRAMING 3:37% A366 GRADE i 6.500" i #14 WOOD SCREW THROUGH FRAME

I /_ STEEL STRIKE PLATE HEAD W/1—1/2" MINIMUM

INSTALLATION 0.125"] 1_%)0"@ ® @ O\@ o PENETRATION 'INTO 2X WOOD
7/

9/2/2022

7777 T T T T
7777 T T T T

SUBSTRATE/SUBFLOOR (4 PLACES)

o f(2)58,,75 MULTIPOINT BOLTS ENGAGE
., e INTO PLATE
5.526 #14 WOOD SCREW THROUGH
FRAME HEAD W/1—1/2" MINIMUM T\ A366  GRADE

-
1.500’ e@ O\G’ L~ PENETRATION INTO 2% WOOD
1 ® °d

SUBSTRATE (4 PLACES)

293 MULTIPOINT BOLTS ENGAGE
X INTO PLATE

6.500"

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

STEEL STRIKE PLATE

80.875"

S e

@ BOTTOM STRIKE PLATE

@ TOP STRIKE PLATE

8/3/2022

DRAWING NO:
DSA0008

2X WOOD 2X WOOD

BUCK/FRAMING 1” MIN. EDGE DISTANCE BUCK/FRAMING

BRICK MOULD #14 WOOD SCREW THROUGH FRAME BRICK MOULD ——1" MIN. EDGE DISTANCE
/_HEAD W/1=1/2" MINIMUM PENETRATION

46 x 2" MINIMUM INTO 2X WOOD SUBSTRATE (4 PLACES) 1.5” MIN. EMB.

3/4" EDGE #6x % /,,“r’!,'N'E“E')lé“E" #14 WOOD SCREW THROUGH FRAME
DISTANCE 1.5" MIN. EMB. DISTANGE HEAD W/1—1/2" MINIMUM
PENETRATION ‘INTO 2X WOOD
SUBSTRATE

EXTERIOR EXTERIOR
TOP STRIKE PLATE / INTERIOR

FRAME HEAD
INTERIOR FRAME HEAD

ENDURA QEBD 650
ENDURA QEBD 650
WEATHERSTRIPPING ( WEATHERSTRIPPING

- /T

A

A Rminw manmy
DRAWN BY:

REV:

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd

Phone: 321.690.1788
Fax: 321.690.1789

Email: info@ptc-corp.com

—
S

The Door Store of America, Inc.

WOOD INSTALLATION - DETAILS 1 THRU 6

@ HEAD ANCHORAGE AT STRIKE PLATE

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

@ HEAD ANCHORAGE AT FRAME HEAD

\Centerline of
\L Multipoint Barrel

N

650 WEATHERSTRIPPING 650 WEATHERSTRIPPING

PTC PRODUCT DESIGN GROUP, LLC

INTERIOR
EXTERIOR EXTERIOR INTERIOR

/—BO'I'I'OM STRIKE PLATE

1.5” MIN. EMB. TYP.

|

/ 1.5" MIN. / THRU THRESHOLD INTO F;TgsgtanAEmsz%%g-
SCHLEGEL HYDROSILL 2200 EMB. TYP. SCHLEGEL HYDROSILL 2200 SUPPORTING 2X WOOD & o
SERIES THRESHOLD - T SERIES THRESHOLD SUBSTRATE: #14 WOOD
SCREW W/1-1/2"
__— ” 1
2X WOOD ——1” MIN. EDGE DISTANCE TYP. 2X WOOD MINIMUM éENET/RAmN.

BUCK/FRAMING N \—THRU BOTTOM STRIKE PLATE AND BUCK/FRAMING 1” MINIMUM SPACING
PW—
#8 WOOD SCREW

THRESHOLD INTO SUPPORTING 2X 1” MIN. EDGE DISTANCE TY BETWEEN ANCHORS

WOOD SUBSTRATE: #14 WOOD SCREW 48 WOOD SCREW MUST BE MET —
THROUGH DOOR FRAME THROUGH W/1-1/2" MINIMUM THROUGH DOOR FRAME STAGGER ANCHORS IF
AT THRESHOLD EDGE PENETRATION (4 PLACES AT STRIKE). AT THRESHOLD EDGE REQUIRED.

1” MINIMUM SPACING BETWEEN

ANCHORS MUST BE MET — STAGGER
ANCHORS IF REQUIRED. @ THRESHOLD SECTION AT SILL

@ THRESHOLD SECTION AT STRIKE PLATE



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#8 WOOD SCREW THROUGH DOOR FRAME AT THRESHOLD EDGE

AutoCAD SHX Text
 650 WEATHERSTRIPPING

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD 

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREW W/1-1/2" MINIMUM PENETRATION. 1" MINIMUM SPACING BETWEEN ANCHORS  MUST BE MET - STAGGER ANCHORS IF REQUIRED.

AutoCAD SHX Text
FRAME HEAD

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME HEAD W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (4 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME HEAD W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
FRAME HEAD

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
THRU BOTTOM STRIKE PLATE AND THRESHOLD INTO SUPPORTING 2X WOOD SUBSTRATE: #14 WOOD SCREW THROUGH  W/1-1/2" MINIMUM PENETRATION (4 PLACES AT STRIKE). 1" MINIMUM SPACING BETWEEN ANCHORS MUST BE MET - STAGGER ANCHORS IF REQUIRED.

AutoCAD SHX Text
#8 WOOD SCREW THROUGH DOOR FRAME AT THRESHOLD EDGE

AutoCAD SHX Text
 650 WEATHERSTRIPPING

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD 

AutoCAD SHX Text
BOTTOM STRIKE PLATE

AutoCAD SHX Text
TOP STRIKE PLATE

AutoCAD SHX Text
MULTIPOINT BOLTS ENGAGE INTO PLATE

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME HEAD W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (4 PLACES)

AutoCAD SHX Text
MULTIPOINT BOLTS ENGAGE INTO PLATE

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME HEAD W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD  SUBSTRATE/SUBFLOOR (4 PLACES)

AutoCAD SHX Text
A366  GRADE STEEL STRIKE PLATE

AutoCAD SHX Text
A366  GRADE STEEL STRIKE PLATE

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
Centerline of Multipoint Barrel


RJA

# 6 x 2" MINIMUM DETAI LS

BRICK »
FRAME JAMB RMOULD/_ SéﬂllAN%DEGE 2X WOOD 2X WOOD BUCKIF RAMING
R e INSTALLATION

9/2/2022

ENDURA QEBD 650
WEATHERSTRIPPING

EXTERIOR — ] #14 WOOD SCREW THROUGH

4o i FRAME JAMB W/1-1/2" MINIMUM
#14 WOOD SCREW X 3-1/2 i " PENETRATION INTO 2X WOOD
- I INTO DOOR FRAME (2 PLACES) —_| SUBSTRATE (2 PLAGES)
N\ \ [/ \V \ 1" MIN. EDGE DISTANCE

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

>

\bﬂ—1 5" MIN. EMB. i
INTERIOR #14 WOOD SCREW THROUGH | \
#14 WOOD SCREW X 1” INTO

FRAME JAMB W/1-1/2" #14 WOOD SCREW X 1” INTO

MINIMUM PENETRATION INTO 2X DOOR PANEL (2 PLACES FRAME JAMB (2 PLACES
@ JAMB ANCHORAGE WOOD SUBSTRATE ( ) ( )

8/3/2022

DRAWING NO:
DSA0008

/@ CLOSED HINGE - 2X WOOD

# 6 x 2" MINIMUM
BRICK 3/4” EDGE 2X WOOD

2X WOOD MOU'-D/ DISTANCE BUCK/FRAMING
UERER e LEG\ #14 WOOD SCREW X 1” INTO /
ENDURA QEBD 850 FRAME JAMB (2 PLACES)

WEATHERSTRIPPING
#14 WOOD SCREW THROUGH

#14 WOOD SCREW X 1" INTO FRAME JAMB W/1—1/2" MINIMUM
DOOR PANEL (2 PLACES) PENETRATION INTO 2X WOOD DOOR PANEL EDGE

A SUBSTRATE (2 PLACES)
i =T/ \ 7 VN Eoce oisTance #14 WOOD SCREW THROUGH

FRAME JAMB W/1-1/2" MINIMUM

” '
#14 WOOD SCREW X 3_1/2"/ INTERIOR 1.57 MIN. EMB. PENETRATION INTO 2X WOOD

INTO DOOR PANEL (2 PLACES) #14 WOOD SCREW X 3—1/2” SUBSTRATE (2 PLACES)

INTO DOOR PANEL (2 PLACES
PHILADELPHIA HARDWARE ( )\ #14 WOOD SCREW X 1" INTO

4-1/2" X 4-1/2" BALL FRAME JAMB (2 PLACES)
BEARING HINGE

@ JAMB ANCHORAGE @ HINGE

A

DRAWN BY:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

The Door Store of America, Inc.
WOOD INSTALLATION - DETAILS 7 THRU 11

| FRAME JAMB
/

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

#14 WOOD SCREW X 1" INTO ——

DOOR PANEL (2 PLACES)

PTC PRODUCT DESIGN GROUP, LLC

OPEN HINGE - 2X WOOD

PHILADELPHIA HARDWARE GROUP INC.
4.5" X 4.5" X SQ BALL BEARING HINGE

MANUFACTURED BY 4g x 2" THRESHOLD
SCHLEGEL Woob
INDUSTRIES SCREW

1

1.125

f

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

THRESHOLD TO FRAME DETAIL

& SCHLEGEL SERIES 2200 HYDROSILL



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
DOOR PANEL EDGE

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO FRAME JAMB (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR FRAME (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO FRAME JAMB (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO DOOR PANEL (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO DOOR PANEL (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR PANEL (2 PLACES)

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
PHILADELPHIA HARDWARE 4-1/2" X 4-1/2" BALL BEARING HINGE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR PANEL (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO DOOR PANEL (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO FRAME JAMB (2 PLACES)

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
MANUFACTURED BY SCHLEGEL INDUSTRIES 

AutoCAD SHX Text
#8 X 2" WOOD SCREW 

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
THRESHOLD


RJA

DETAILS

CONCRETE
INSTALLATION

/—#14- SHEET METAL SCREW W/THREE THREADS
MINIMUM PENETRATION PAST THRESHOLD WALL

A366 GRADE 6.500"
" STEEL STRIKE PLATE s 506" /| THICKNESS (2 PLACES)

9/2/2022

I 77T T T T

1/4” CONCRETE SCREW THROUGH DOOR

T
#14 WOOD SCREW W/1—1/4" MINIMUM 1.500" | g ® @ Qé ®,/ FRAME W/MINIMUM 1-3/4” PENETRATION
7/

6.500" PENETRATION (2 PLACES) INTO FRAME HEAD (2 INTO CONCRETE & 2—1/2" MINIMUM
5 506" PLACES) #0.875” EDGE DISTANCE (2 PLACES)

, 0.125" MULTIPOINT BOLTS ENGAGE
P /4" CONCRETE SCREW THROUGH DOOR FRAME > INTO PLATE

T
1. BRICK MOULD INSTALLATION SHALL 1.500" | g GB/G) Q ® o W/MINIMUM 1-3/4” PENETRATION INTO
USE NO. 6 WOOD SCREW X 2" ' CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE TN A366  GRADE
MINIMUM LENGTH FOR BRICK 80.875” (2 PLACES) STEEL STRIKE PLATE
MOULD-TO-DOOR FRAME MULTIPOINT BOLTS ENGAGE
INSTALLATION INTO PLATE

ALL ADDITIONAL FASTENING @ TOP STRIKE PLATE @ BOTTOM STRIKE PLATE

DESCRIPTION

NOTES:

PROJECT #420-0601

REVISED FOR MD
COMMENTS

<==x]

A o T T

INCLUDING THE USE OF SEALANTS

SHALL BE AT THE DISCRETION OF

THE INSTALLER OR AS

RECOMMENDED BY THE DOOR

MANUFACTURER. CONCRETE 2.5" MIN. EDGE DISTANCE

BRICK MOULD "
CONCRETE , 1/4” CONCRETE SCREW THROUGH
2:57 MIN. EDGE DISTANCE BRICK MOULD FASTENING (SEE N\ — DOOR FRAME W/MINIMUM 1—3/4"
BRICK MOULD /1 /4" CONCRETE SCREW THROUGH DOOR  NOTES 1 & 2. THIS SHEET) R PENETRATION INTO CONCRETE &

8/3/2022

DRAWING NO:
DSA0008

BRICK MOULD FASTENING (SEE FRAME W/MINIMUM 1-3/4" PENETRATION Y 2—1/2" MINIMUM EDGE DISTANCE
( INTO CONCRETE & # 6 x 2" MINIMUM N. EMB,/

NOTES 1 & 2, THIS SHEET AN ; ;
) )\ AN 2—1/2" MINIMUM EDGE DISTANCE 3/$STE'38§
6 x 2" MINIMUM Lo X »
3/4” EDGE {1.75 MiN. EMB.

DISTANCE B /_#14 WOOD SCREW W/ 1—1/4" EXTERIOR /

A

SIS SNy ——

DRAWN BY:
REV:

INTERIOR

MINIMUM PENETRATION INTO FRAME
EXTERIOR / HEAD FRAME HEAD

TOP STRIKE PLATE
ENDURA QEBD 650
FRAME HEAD
INTERIOR WEATHERSTRIPPING

ENDURA QEBD 650 E—
WEATHERSTRIPPING ( —

4
v

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd

Phone: 321.690.1788
Fax: 321.690.1789

Sz

Email: info@ptc-corp.com

The Door Store of America, Inc.

CONCRETE INSTALLATION - DETAILS 1 THRU 6

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

@ HEAD ANCHORAGE AT FRAME HEAD

PTC PRODUCT DESIGN GROUP, LLC

@ HEAD ANCHORAGE AT STRIKE PLATE

\Centerline of
\\k Multipoint Barrel
N

650 WEATHERSTRIPPING

650 WEATHERSTRIPPING
INTERIOR

EXTERIOR EXTERIOR INTERIOR

/—BOTI'OM STRIKE PLATE Robert J. Amoruso, P.E.
#14 SHEET METAL SCREW W/THREE / TN Florida P.E. No. 49752

J
/_THREADS MINIMUM PENETRATION PAST SCHLEGEL HYDROSILL 1.75" MIN.
EMB.lTYP.

2200 SERIES
r THRESHOLD WALL THICKNESS (2 PLACES) T HRESHOLD

vl XCTVHY Al 1,757 MIN %
SCHLEGEL HYDROSILL 2200 / CNCLAE T BB, CONCRETE —1 7= v X WL
SERIES THRESHOLD R R YT AN | ., MR P A
. \e 2.5” MIN. EDGE M S\
CONCRETE N—2.5" MIN. EDGE DISTANCE DISTANCE TYP. "= THRU THRESHOLD INTO SUPPORTING

- N —N\_ T{{RU BOTTOM STRIKE PLATE AND THRESHOLD #8 WOOD SCREW CONCRETE SUBSTRATE: 1/4
#8 WOOD SCREW

INTO SUPPORTING CONCRETE SUBSTRATE: THROUGH DOOR FRAME CONCRETE SCREW ~ W/MINIMUM
1/4” CONCRETE SCREW W/MINIMUM 1-3/4" AT THRESHOLD EDGE 1-3/4” PENETRATION INTO

T ROUGH DOOR FRAME PENETRATION INTO CONCRETE & 2—1/2" CONCRETE & 2-1/2" MINIMUM
AT THRESHOLD EDGE MINIMUM EDGE DISTANCE. 4” MINIMUM SPACING @ THRESHOLD SECTION AT SILL EDGE DISTANCE. 4% MINIMUM

— SPACING MUST BE MET — STAGGER
QESL-IJ—IREIBE%_MEF STAGGER ANCHORS AS ANOHORS 'AS. REQUIRED.

@ THRESHOLD SECTION AT STRIKE PLATE



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
MULTIPOINT BOLTS ENGAGE INTO PLATE

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE (2 PLACES)

AutoCAD SHX Text
MULTIPOINT BOLTS ENGAGE INTO PLATE

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE (2 PLACES)

AutoCAD SHX Text
A366  GRADE STEEL STRIKE PLATE

AutoCAD SHX Text
A366  GRADE STEEL STRIKE PLATE

AutoCAD SHX Text
#14 SHEET METAL SCREW W/THREE THREADS MINIMUM PENETRATION PAST THRESHOLD WALL THICKNESS (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW W/1-1/4" MINIMUM PENETRATION (2 PLACES) INTO FRAME HEAD (2 PLACES)

AutoCAD SHX Text
FRAME HEAD

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
#14 WOOD SCREW W/ 1-1/4" MINIMUM PENETRATION INTO FRAME HEAD

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
FRAME HEAD

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
TOP STRIKE PLATE

AutoCAD SHX Text
#8 WOOD SCREW THROUGH DOOR FRAME AT THRESHOLD EDGE

AutoCAD SHX Text
 650 WEATHERSTRIPPING

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD 

AutoCAD SHX Text
THRU THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE: 1/4" CONCRETE SCREW  W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE. 4" MINIMUM SPACING MUST BE MET - STAGGER ANCHORS AS REQUIRED.

AutoCAD SHX Text
THRU BOTTOM STRIKE PLATE AND THRESHOLD INTO SUPPORTING CONCRETE SUBSTRATE:  1/4" CONCRETE SCREW W/MINIMUM 1-3/4" PENETRATION INTO CONCRETE & 2-1/2" MINIMUM EDGE DISTANCE. 4" MINIMUM SPACING MUST BE MET - STAGGER ANCHORS AS REQUIRED.

AutoCAD SHX Text
#8 WOOD SCREW THROUGH DOOR FRAME AT THRESHOLD EDGE

AutoCAD SHX Text
 650 WEATHERSTRIPPING

AutoCAD SHX Text
SCHLEGEL HYDROSILL 2200 SERIES THRESHOLD 

AutoCAD SHX Text
#14 SHEET METAL SCREW W/THREE THREADS MINIMUM PENETRATION PAST THRESHOLD WALL THICKNESS (2 PLACES)

AutoCAD SHX Text
BOTTOM STRIKE PLATE

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
CONCRETE

AutoCAD SHX Text
Centerline of Multipoint Barrel

AutoCAD SHX Text
BRICK MOULD FASTENING (SEE NOTES 1 & 2, THIS SHEET)

AutoCAD SHX Text
BRICK MOULD FASTENING (SEE NOTES 1 & 2, THIS SHEET)


BRICK
MOULD
# 6 x 2" MINIMUM
3/4” EDGE
DISTANCE

. —

BRICK MOULD FASTENING (SEE
NOTES 1 & 2, THIS SHEET)

FRAME JAMB
ENDURA QEBD 650 _\

WEATHERSTRIPPING SRR

EXTERIOR MRS

i 1 [2.5” MIN. EDGE DISTANCE
ﬂ — \ A

INTERIOR

CONCRETE/MASONRY

\ 1.75” MIN. EMB.

1/4” CONCRETE SCREW THROUGH DOOR FRAME
W/MINIMUM 1—1/4" PENETRATION INTO CMU WITH
2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM
1—3/4" PENETRATION INTO CONCRETE &

2-1/2” MINIMUM EDGE DISTANCE (2 PLACES,
SUBSTRATE SIDE OF HINGE)

@ JAMB ANCHORAGE

BRICK
MOULD
# 6 x 2" MINIMUM
3/4” EDGE
DISTANCE

| —

BRICK MOULD FASTENING (SEE
NOTES 1 & 2, THIS SHEET)

DR CONCRETE/MASONRY
"..A4 WOOD SCREW X 1” INTO
v DOOR FRAME AND DOOR

PANEL (4 PLACES)

_'_[2.5 MIN. EDGE DISTANCE

T O
%1 75" MIN. EMB.

1/4” CONCRETE SCREW THROUGH DOOR FRAME
W/MINIMUM 1—1/4" PENETRATION INTO CMU WITH
221/2” MINIMUM EDGE DISTANCE OR MINIMUM
1-3,/4” PENETRATION INTO CONCRETE &

2-1/2" MINIMUM EDGE DISTANCE (2 PLACES,

SUBSTRATE SIDE OF HINGE)

FRAME JAMB
ENDURA QEBD 650 _\
WEATHERSTRIPPING
EXTERIOR

#14 WOOD SCREW X —
3—1/2" INTO DOOR
FRAME (2 PLACES)

PHILADELPHIA HARDWARE
4-1/2" X 4-1/2" BALL
BEARING HINGE

INTERIOR

@ JAMB ANCHORAGE @ HINGE

NOTES:

1.  BRICK MOULD INSTALLATION SHALL USE NO. 6 WOOD SCREW X 2" MINIMUM LENGTH
FOR BRICK MOULD-TO-DOOR FRAME INSTALLATION

2. ALL ADDITIONAL FASTENING INCLUDING THE USE OF SEALANTS SHALL BE AT THE
DISCRETION OF THE INSTALLER OR AS RECOMMENDED BY THE DOOR
MANUFACTURER.

#14 WOOD SCREW X 3-1/2" —]
INTO DOOR FRAME (2 PLACES)

DOOR PANEL EDGE

#14 WOOD SCREW X 3—1/2"
INTO DOOR FRAME (2 PLACES)

#14 WOOD SCREW X 1” INTO
DOOR PANEL (2 PLACES)\

J .348"’|

DETAILS

CONCRETE/MASONRY
INSTALLATION

/

+—1.000"

>

[ #14 WOOD SCREW X 1" INTO
DOOR FRAME AND DOOR

~ PANEL (2 PLACES)

1/4" CONCRETE SCREW THROUGH DOOR FRAME
W/MINIMUM 1—1/4" PENETRATION INTO CMU WITH
2—1/2" MINIMUM EDGE DISTANCE OR MINIMUM
1-3/4" PENETRATION INTO CONCRETE &

2—1/2" MINIMUM EDGE DISTANCE (2 PLACES,
SUBSTRATE SIDE OF HINGE)

- —
@ CLOSED HINGE - CONCRETE/MASONRY

)

1/4” CONCRETE SCREW THROUGH DOOR FRAME
W/MINIMUM 1—1/4" PENETRATION INTO CMU WITH
2—1/2" MINIMUM EDGE DISTANCE OR MINIMUM
1-3/4" PENETRATION INTO CONCRETE &

-~ 2—1/2" MINIMUM EDGE DISTANCE (2 PLACES,
SUBSTRATE SIDE OF HINGE)

L— #14 WOOD SCREW X 1" INTO
FRAME JAMB (2 PLACES)

/ FRAME JAMB
—

OPEN HINGE - CONCRETE/MASONRY

PHILADELPHIA HARDWARE GROUP INC.
4.5" X 4.5" X SQ BALL BEARING HINGE

The Door Store of America, Inc.

PROJECT #420-0601

10681 World Trade Blvd

RJA

9/2/2022

REVISED FOR MD

COMMENTS

DESCRIPTION

Raleigh, NC 27617

TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

8/3/2022

DRAWING NO:

DSA0008

DRAWN BY:

A

REV:

CONCRETE/MASONRY INSTALLATION - DETAILS 7 THRU 11

Phone: 321.690.1788
Fax: 321.690.1789

PTC PRODUCT DESIGN GROUP, LLC

Email: info@ptc-corp.com

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

#8 x 2"
WOOD
SCREW

1

1.125

?

MANUFACTURED BY THRESHOLD
SCHLEGEL

INDUSTRIES

THRESHOLD TO FRAME DETAIL
SCHLEGEL SERIES 2200 HYDROSILL

11



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
DOOR PANEL EDGE

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE (2 PLACES, SUBSTRATE SIDE OF HINGE)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO DOOR FRAME AND DOOR PANEL (2 PLACES)

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
PHILADELPHIA HARDWARE 4-1/2" X 4-1/2" BALL BEARING HINGE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE (2 PLACES, SUBSTRATE SIDE OF HINGE)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO FRAME JAMB (2 PLACES)

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE (2 PLACES, SUBSTRATE SIDE OF HINGE)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO DOOR FRAME AND DOOR PANEL (4 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR FRAME (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR FRAME (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 1" INTO  DOOR PANEL (2 PLACES)

AutoCAD SHX Text
#14 WOOD SCREW X 3-1/2" INTO DOOR FRAME (2 PLACES)

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE (2 PLACES, SUBSTRATE SIDE OF HINGE)

AutoCAD SHX Text
CONCRETE/MASONRY

AutoCAD SHX Text
CONCRETE/MASONRY

AutoCAD SHX Text
MANUFACTURED BY SCHLEGEL INDUSTRIES 

AutoCAD SHX Text
#8 X 2" WOOD SCREW 

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
THRESHOLD

AutoCAD SHX Text
BRICK MOULD FASTENING (SEE NOTES 1 & 2, THIS SHEET)

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
BRICK MOULD FASTENING (SEE NOTES 1 & 2, THIS SHEET)


7.550 i

|
® ® @
0.755]: ?:I\@ E% @

1.510

MULTIPOINT LOCK
BOLTS

\#14 WOOD SCREW

ASTM A569 GRADE 1/4” MULTIPOINT

STEEL REINFORCEMENT P

x 3—1/2"

LATE

21

4"

DBS-214

3-1/2"

| #12 WOOD
SCREW x

~

TOP VIEW

OF FRAM

@ DOOR SWEEP

17 # 18

GA FINISH
NAILS

3” SPACING ALONG ALL
LOOSE BEADING

EXTERIOR

ABEBERSA PRATAMA

2.250

1/2" TPS SPACER BY PT

@ REINFORCEMENT PLATE AT MULTIPOINT LOCK

5/32" TEMPERED
LOOSE GLASS BEAD
GLASS GLAZED W/

DOW 995
/— STRUCTURAL ADHESIVE

INTERIOR

GLAZING IS LESS THAT 3' IN WIDTH,
THEREFORE SETTING BLOCKS NOT
REQUIRED. IF USED, SETTING BLOCKS SHALL
BE NEOPRENE 70-90 SHORE A DUROMETER
HARDNESS OR APPROVED EQUAL.

1" # 18 GA FINISH

@ PANEL GLAZING DETAIL 9

X

<

R

~/

EXTERIOR

NAILS
3" SPACING ALONG ALL
LOOSE BEADING
- \
2250 L
| /A

=N

FIXED STICKING
5/16" LAMINATED

CORNER

E

® o @

FRAME EDGE DETAIL

12

X & XX RECTANGULAR

TOP

VIEW OF

FRAME CORNER
#12 x 1-1/4"

——— ENGINEERED PANEL

(MERANTI CORE)

STI

LES AND RAILS

W/HARDWOOD VENEER

AMERICA 0.090 SG INTERLAYER/
1/8” ANNEALED)

(1/8” ANNEALED/KURARAY ‘

12

LOOSE GLASS BEAD

PANEL INSTALLED/

SEALED W/ DOW 995
STRUCTURAL ADHESIVE

¢

INTERIOR

@ PANEL INFILL DETAIL 10

7%

=
R

N

—ENGINEERED PANEL

—2.

828"

FIXED STICKING
1/2” X 3—1/2" DOWELL
ENGINEERED PANEL

W/ #2 YELLOW PINE
CORE

(MERANTI CORE)
STILES AND RAILS

W/HARDWOOD VENEER

12" x 1/8” PLYWOOD

FRAME EDGE DETAIL

DETAILS

MISCELLANEOUS

#12 WOOD SCREW x 3—1/2"

FRONT VIEW OF
FRAME CORNER

FRONT VIEW OF
FRAME CORNER

#12 x 1-1/4"
=

X FULL RADIUS
(HALF-ROUND) HEAD - #12 x 3-1/2"

TOP VIEW
OF FRAME
CORNER

d

@
@
@

12

FRAME EDGE DETAIL

FRONT VIEW OF
FRAME CORNER

zz=ooaaao>

#12 x 3-1/2"

<sxxtxtooay|

XX ARCH TOP HEAD

127 x 1/8" PLYWOOD

RJA

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

N
N
o
N
=
©
=~
o

DSA0008
" 10 OF 19

DRAWING NO:

RJA

DRAWN BY:
SCALE:

Raleigh, NC 27617
TTLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd
DETAILS - MISCELLANEOUS

¥ 7 7 =

PTC PRODUCT DESIGN GROUP, LLC

The Door Store of America, Inc.

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752

Robert J. Amoruso, P.E.
Florida P.E. No. 49752



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
#14 WOOD SCREW x 3-1/2" 

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
ASTM A569 GRADE 1/4" MULTIPOINT STEEL REINFORCEMENT PLATE

AutoCAD SHX Text
FIXED STICKING

AutoCAD SHX Text
LOOSE GLASS BEAD

AutoCAD SHX Text
1" # 18 GA FINISH NAILS   3" SPACING ALONG ALL LOOSE BEADING

AutoCAD SHX Text
PANEL INSTALLED/  SEALED W/ DOW 995  STRUCTURAL ADHESIVE

AutoCAD SHX Text
ENGINEERED PANEL W/ #2 YELLOW PINE CORE

AutoCAD SHX Text
INTERIOR

AutoCAD SHX Text
EXTERIOR

AutoCAD SHX Text
1/2" X  3-1/2" DOWELL

AutoCAD SHX Text
5/32" TEMPERED

AutoCAD SHX Text
LOOSE GLASS BEAD

AutoCAD SHX Text
1" # 18 GA FINISH NAILS   3" SPACING ALONG ALL LOOSE BEADING

AutoCAD SHX Text
GLASS GLAZED W/  DOW 995  STRUCTURAL ADHESIVE

AutoCAD SHX Text
INTERIOR

AutoCAD SHX Text
EXTERIOR

AutoCAD SHX Text
FIXED STICKING

AutoCAD SHX Text
5/16" LAMINATED  (1/8" ANNEALED/KURARAY AMERICA 0.090 SG INTERLAYER/ 1/8" ANNEALED)

AutoCAD SHX Text
TOP VIEW OF FRAME CORNER

AutoCAD SHX Text
FRONT VIEW OF FRAME CORNER

AutoCAD SHX Text
#12 WOOD SCREW x 3-1/2" 

AutoCAD SHX Text
#12 WOOD SCREW x 3-1/2" 

AutoCAD SHX Text
TOP VIEW OF FRAME CORNER

AutoCAD SHX Text
#12 x 1-1/4" 

AutoCAD SHX Text
12" x 1/8" PLYWOOD 

AutoCAD SHX Text
FRONT VIEW OF FRAME CORNER

AutoCAD SHX Text
#12 x 1-1/4" 

AutoCAD SHX Text
12" x 1/8" PLYWOOD 

AutoCAD SHX Text
#12 x 3-1/2" 

AutoCAD SHX Text
TOP VIEW OF FRAME CORNER

AutoCAD SHX Text
FRONT VIEW OF FRAME CORNER

AutoCAD SHX Text
#12 x 3-1/2" 

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)  STILES AND RAILS W/HARDWOOD VENEER

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)  STILES AND RAILS W/HARDWOOD VENEER


RJA

SECTIONS

XX DOOR VERTICAL VIEWS
2X WOOD BUCK/FRAMING
INSTALLATION

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

48 »

-

_2|:,
I
—28"—+—2"—
FRAME HEAD DETAIL

8/3/2022

DRAWING NO:
DSA0008

" 11 0F 19

N

INTERIOR 2 EXTERIOR 53
INTERIOR EXTERIOR

A

DRAWN BY:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

The Door Store of America, Inc.

FULLY GLAZED DOOR
PANEL SHOWN.
PARTIALLY GLAZED WITH
OPAQUE RAISED PANEL
AS-TESTED ARE
APPROVED.

SECTIONS - VERTICAL - WOOD INSTALLATION

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

ZZ ”

l ”
2z

INTERIOR EXTERIOR INTERIOR EXTERIOR

8_ 8% ”

P4

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

STILE DOOR SECTION B GLAZED DOOR SECTION

WOOD SUBSTRATE INSTALLATION WOOD SUBSTRATE INSTALLATION



AutoCAD SHX Text
PREPARED BY:


RJA

SECTIONS

XX DOOR HORIZONTAL VIEWS
2X WOOD BUCK/FRAMING INSTALLATION

9/2/2022

23_12’;_"—" 36”

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

EXTERIOR

/[~ / |

- [ Leoe -] /I R

/ / INTERIOR / /
\_TOP RAIL SECTION ‘
WOOD SUBSTRATE INSTALLATION
FULLY GLAZED DOOR
PANEL SHOWN. ‘ BRICK MOULD

lql] PARTIALLY GLAZED WITH 2X WOOD
< OPAQUE RAISED PANEL ASTRAGAL JAMB LEG

FRAME JAMB DETAIL ENDURA QEBD 650 AS-TESTED ARE ENDURA QEBD 650

WEATHERSTRIPPING APPROVED. WEATHERSTRIPPING

EXTERIOR

8/3/2022

DRAWING NO:
DSA0008

" 12 OF 19

A

DRAWN BY:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789

The Door Store of America, Inc.

Email: info@ptc-corp.com

SECTIONS - HORIZONTAL - WOOD INSTALLATION

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

\ 5%" | NTERIOR | 5%” ||—%

PHILADELPHIA HARDWARE DOOR GLAZING SECTION ENGINEERED PANEL
4-1/2" X 4—1/2" BALL B WOOD SUBSTRATE INSTALLATION (MERANTI CORE) STILES

BEARING HINGE AND RAILS W/ HARDWOOD

VENEER

SOLID HARDWOOD/ MULTIPOINT LOCK

MAHOGANY FRAME BOLTS
ASTM A569 GRADE R
” obert J. Amoruso, P.E.
1/4” MULTIPOINT Florida P.E. No. 49752
EXTERIOR STEEL REINFORCEMENT

PLATE
ot ][ s I
BOTTOM RAIL SECTION

WOOD SUBSTRATE INSTALLATION

o

58

- #14 WOOD SCREW x 3-1/2"



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
PHILADELPHIA HARDWARE 4-1/2" X 4-1/2" BALL BEARING HINGE

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
ASTM A569 GRADE 1/4" MULTIPOINT STEEL REINFORCEMENT PLATE

AutoCAD SHX Text
ASTRAGAL

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
#14 WOOD SCREW x 3-1/2" 

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD

AutoCAD SHX Text
SOLID HARDWOOD/ MAHOGANY FRAME

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE) STILES AND RAILS W/ HARDWOOD VENEER


RJA

SECTIONS

X DOOR HORIZONTAL VIEWS
2X WOOD BUCK/FRAMING
INSTALLATION

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

[

INTERIOR

TOP RAIL SECTION

WOOD SUBSTRATE INSTALLATION

BRICK MOULD

2X WOOD
JAMB LEG

8/3/2022

DRAWING NO:
DSA0008

12A OF 19

ENDURA QEBD 650 ”
WEATHERSTRIPPING 27 FULLY GLAZED DOOR

PANEL SHOWN.
PARTIALLY GLAZED WITH
EXTERIOR OPAQUE RAISED PANEL

N // AS-TESTED ARE

— /-\\_\ APPROVED.
INTERIOR

3 | 3
58 . 58

PHILADELPHIA HARDWARE
; L ENGINEERED PANEY (MERANTI CORE)
4-1/2" x 4—1/2" (Y DOOR GLAZING SECTION STILES AND RAWS W/HARDWOOD VENEER

BALL BEARING HINGE WOOD SUBSTRATE INSTALLATION
BRICK MOUL
STUD WALL\

JAMB LE
ENDURA QEBD 650

T WEATHERSTRIPPING 27
o EXTERIOR

J( __ o _ _
.. N~ M _/
] Zf A= = \_\2&/_/ j

147 q 5%!! | ' INTERIOR | \i ; | |_%

FRAME JAMB DETAIL PHILADELPHIA HARDWARE RAISED PANEL SECTION ENGINEERED PANEL (MERANTI CORE)

SA‘L]_/ %'I'_:AXR”Q“EH@"GE € W00 SUBSTRATE NSTALLATION STILES AND RAILS W/HARDWOOD VENEER

A

DRAWN BY:
REV:

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

(2]
£
©
(3]
=
(]
£
<
Y
o
[
-
[¢]
whd
(7]
—
o
[<]
(a]
(]
=
-

SECTIONS - HORIZONTAL - WOOD INSTALLATION

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

Robert J. Amoruso, P.E.

w0 HARDWOOD/ Florida P.E. No. 49752
MAHOGANY FRAME MULTIPOINT LOCK BOLT

EXTERIOR

VAW AV A\

o ® g ©
V4

i
e ©
\

\ I I 11 —

I
ASTM A569~ GRADE
BOTTOM RAIL SECTION INTERIOR 1/4" MULTIPOINT STEEL

D WOOD SUBSTRATE INSTALLATION REINFORCEMENT PLATE



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)

AutoCAD SHX Text
 STILES AND RAILS W/HARDWOOD VENEER

AutoCAD SHX Text
STUD WALL

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
ENDURA QEBD 650

AutoCAD SHX Text
WEATHERSTRIPPING

AutoCAD SHX Text
PHILADELPHIA HARDWARE

AutoCAD SHX Text
4-1/2" x 4-1/2"

AutoCAD SHX Text
BALL BEARING HINGE

AutoCAD SHX Text
SOLID HARDWOOD/

AutoCAD SHX Text
MAHOGANY FRAME

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
ENDURA QEBD 650

AutoCAD SHX Text
WEATHERSTRIPPING

AutoCAD SHX Text
ASTM A569 GRADE

AutoCAD SHX Text
1/4" MULTIPOINT STEEL

AutoCAD SHX Text
REINFORCEMENT PLATE

AutoCAD SHX Text
PHILADELPHIA HARDWARE

AutoCAD SHX Text
4-1/2" x 4-1/2"

AutoCAD SHX Text
BALL BEARING HINGE

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)

AutoCAD SHX Text
 STILES AND RAILS W/HARDWOOD VENEER

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING


RJA

SECTIONS

XX DOOR VERTICAL VIEWS
CONCRETE INSTALLATION

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

-

1%,, 2..
T o
—28"——2"—
FRAME HEAD DETAIL

TTITT¥ 77777 "4’

8/3/2022

DRAWING NO:

NN

INTERIOR 38 73% EXTERIOR 53

INTERIO EXTERIOR
ﬂ /_/ 4

DSA0008
" 13 OF 19

A

DRAWN BY:
REV:

FULLY GLAZED DOOR
PANEL SHOWN.
PARTIALLY GLAZED WITH
OPAQUE RAISED PANEL
AS-TESTED ARE
APPROVED.

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

The Door Store of America, Inc.

SECTIONS - VERTICAL - CONCRETE INSTALLATION

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

2z

l ”
2z

INTERIOR EXTERIOR INTERIOR EXTERIOR

8_ 8% ”

4

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

A STILE DOOR SECTION
CONCRETE/MASONRY SUBSTRATE GLAZED DOOR SECTION

INSTALLATION B CONCRETE/MASONRY SUBSTRATE
INSTALLATION



AutoCAD SHX Text
PREPARED BY:


SECTIONS

XX DOOR HORIZONTAL VIEWS
CONCRETE/MASONRY INSTALLATION

295" ——+—

1
J

36”

EXTERIOR

/|

I

I 7 7711
//2" o © o @ g ®
| — ! YA . |

T

2"

}

5 ”
23

1
134

FRAME JAMB DETAIL

ENDURA QEBD 650
WEATHERSTRIPPING

| 3
// INTERIOR | 55

A

TOP RAIL SECTION

CONCRETE/MASONRY SUBSTRATE

INSTALLATION

FULLY GLAZED DOOR
PANEL SHOWN.
PARTIALLY GLAZED WITH
OPAQUE RAISED PANEL
AS-TESTED ARE
APPROVED.

ASTRAGAL

ENDURA QEBD 650
WEATHERSTRIPPING

EXTERIOR

_

25

5; » |

ri

PHILADELPHIA HARDWARE
4-1/2" X 4—1/2" BALL
BEARING HINGE

SOLID HARDWOOD/
MAHOGANY FRAME

R

BRICK MOULD

CONCRETE/MASONRY
JAMB LEG

INTERIOR 58"

B

DOOR GLAZING SECTION

js

1
2

ZS\If
\

ENGINEERED PANEL

CONCRETE/MASONRY SUBSTRATE

INSTALLATION

EXTERIOR

(MERANTI CORE)
STILES AND RAILS W/
HARDWOOD VENEER

MULTIPOINT LOCK

BOLTS AsTM A569 GRADE
1/4” MULTIPOINT
STEEL REINFORCEMENT
PLATE

\

S

1/

/ / INTERIOR !

C BOTTOM RAIL SECTION

CONCRETE/MASONRY SUBSTRATE
INSTALLATION

[

L#14 WOOD SCREW x 3—1/2”

RJA

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

8/3/2022

DRAWING NO:
DSA0008

" 14 OF 19

A

DRAWN BY:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789

The Door Store of America, Inc.

Email: info@ptc-corp.com

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

SECTIONS - HORIZONTAL - CONCRETE/MASONRY INSTALLATION

PTC PRODUCT DESIGN GROUP, LLC

Robert J. Amoruso, P.E.
Florida P.E. No. 49752


AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
PHILADELPHIA HARDWARE 4-1/2" X 4-1/2" BALL BEARING HINGE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
ASTM A569 GRADE 1/4" MULTIPOINT STEEL REINFORCEMENT PLATE

AutoCAD SHX Text
ASTRAGAL

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
#14 WOOD SCREW x 3-1/2" 

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
CONCRETE/MASONRY

AutoCAD SHX Text
SOLID HARDWOOD/ MAHOGANY FRAME

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)  STILES AND RAILS W/ HARDWOOD VENEER


RJA

SECTIONS

X DOOR HORIZONTAL VIEWS
CONCRETE/MASONRY INSTALLATION 413"

A R L
l 7 77T\ T 7 7
: - /| l I 71 T _T—
| 3
/ / ! 58

INTERIOR

9/2/2022

/ / EXTERIOR

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

TOP RAIL SECTION

WOOD SUBSTRATE INSTALLATION

A

BRICK MOULD

2X WOOD
JAMB LEG

8/3/2022

DRAWING NO:
DSA0008

14A OF 19

ENDURA QEBD 650 ”
WEATHERSTRIPPING 2% ' Gl FULLY GLAZED DOOR

PANEL SHOWN.
Y At PARTIALLY GLAZED WITH
EXTERIOR SRS OPAQUE RAISED PANEL

\\l/_J/ Z . 0 AS-TESTED ARE

A

APPROVED.

[ - SORTSIT

’

: | INTERIOR
58" | 58
PHILADELPHIA HARDWARE
4-1/2" x 4-1/2"
BALL BEARING HINGE

DRAWN BY:
REV:

ENGINEERED PANEY (MERANTI CORE)
5 }DOOR GLAZING SECTION STILES AND RAWS W/HARDWOOD VENEER

WOOD SUBSTRATE INSTALLATION
BRICK MOULI
STUD WALL\

JAMB LE
ENDURA QEBD 650

WEATHERSTRIPPING 27
EXTERIOR
1\

SRS SINE S
=g " & g | W rerior | = =

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd

Phone: 321.690.1788
Fax: 321.690.1789

(2]
£
©
(3]
=
(]
£
<
Y
o
[
-
[¢]
whd
(7]
—
o
[<]
(a]
(]
=
-

Email: info@ptc-corp.com

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935

SECTIONS - HORIZONTAL - CONCRETE/MASONRY INSTALLATION

PTC PRODUCT DESIGN GROUP, LLC

AR LMY

' 3
FRAME JAMB DETAIL PHILADELPHIA HARDWARE RAISED PANEL SECTION ENGINEERED PANEL (MERANTI CORE)

4_1/2” x 4—1 /2" C WOOD SUBSTRATE INSTALLATION
BALL BEARING HINGE STILES AND RAILS W/HARDWOOD VENEER

SOLID HARDWOOD/ Robert J. Amoruso, P.E.
Florida P.E. No. 49752
MAHOGANY FRAME MULTIPOINT LOCK BOLT

EXTERIOR

% ////2,14”\@@@@@@

\ ] Z 1 T —

58 ” \ ! 55 » I
ASTM A569° GRADE

BOTTOM RAIL SECTION INTERIOR 1/4" MULTIPOINT STEEL
WOOD SUBSTRATE INSTALLATION REINFORCEMENT PLATE



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)

AutoCAD SHX Text
 STILES AND RAILS W/HARDWOOD VENEER

AutoCAD SHX Text
STUD WALL

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
ENDURA QEBD 650

AutoCAD SHX Text
WEATHERSTRIPPING

AutoCAD SHX Text
PHILADELPHIA HARDWARE

AutoCAD SHX Text
4-1/2" x 4-1/2"

AutoCAD SHX Text
BALL BEARING HINGE

AutoCAD SHX Text
SOLID HARDWOOD/

AutoCAD SHX Text
MAHOGANY FRAME

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
ENDURA QEBD 650

AutoCAD SHX Text
WEATHERSTRIPPING

AutoCAD SHX Text
ASTM A569 GRADE

AutoCAD SHX Text
1/4" MULTIPOINT STEEL

AutoCAD SHX Text
REINFORCEMENT PLATE

AutoCAD SHX Text
PHILADELPHIA HARDWARE

AutoCAD SHX Text
4-1/2" x 4-1/2"

AutoCAD SHX Text
BALL BEARING HINGE

AutoCAD SHX Text
JAMB LEG

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
2X WOOD

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
1 "12"

AutoCAD SHX Text
ENGINEERED PANEL (MERANTI CORE)

AutoCAD SHX Text
 STILES AND RAILS W/HARDWOOD VENEER

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING


HEAD BOLTS W/1”
X[;<EI':I)'Q Il\ll_ESL REVEAL /\ E HEAD BOLTS

MULTIPOINT LOCK LAYOUT
RECTANGULAR PANELS o
SHOWN o GU

Ashland o
ARCH TOP PANELS SAME Multipoint Multipoint

(SEE SHEETS 15A, 15B & Model No. ° g/l-%gZIGZ?().z-R-
15C FOR ADDITIONAL V-5100-560 °

DETAILS)

9/2/2022 | RJA

PROJECT #420-0601

REVISED FOR MD
COMMENTS
DESCRIPTION

A

8/3/2022

DRAWING NO:
DSA0008

" 15 OF 19

A

DRAWN BY:
REV:

7/ | 7/ 7/

/ g / /

/ o / /
/ | / /

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed
MULTIPOINT LOCK LAYOUT

The Door Store of America, Inc.

Phone: 321.690.1788
321.690.1789

- ACTIVE

INACTIVE o - ACTIVE _
MULTIPOINT |18 T MULTIPOINT : MULTIPOINT

LOCK ° LOCK i 1 B

RECEIVES |
BOLT AND
LATCH
FROM
ACTIVE
|_O C K I Robert J. Amoruso, P.E.

Florida P.E. No. 49752
E]

1 Z__FOOT BOLTS
FOOT BOLTS WM DOUBLE (XX) DOORS SINGLE (X) DOOR

17 REVEAL RECT. SHOWN, APPLICABLE TO ARCH TOP
: ; RECT. SHOWN, APPLICABLE TO ARCH TOP



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
INACTIVE MULTIPOINT LOCK RECEIVES BOLT AND LATCH FROM ACTIVE LOCK

AutoCAD SHX Text
FOOT BOLTS W/ 1" REVEAL

AutoCAD SHX Text
HEAD BOLTS W/1" REVEAL

AutoCAD SHX Text
ACTIVE MULTIPOINT LOCK

AutoCAD SHX Text
ACTIVE MULTIPOINT LOCK

AutoCAD SHX Text
FOOT BOLTS

AutoCAD SHX Text
HEAD BOLTS


XX PANEL RECT. & ARCH TOP DETAILS

ASHLAND MULTIPOINT LOCK LAYOUT

Ashland Multipoint Model No. V-5100-560

UNLOCKED POSITION

<—r 71
LOCKED POSITION

_F

S~ SPINDLE HOLE
e .

1.00 |
BOLT THROW

9/2/2022 | RJA

PROJECT #420-0601

REVISED FOR MD
COMMENTS
DESCRIPTION

8/3/2022

DRAWING NO:

A

DSA0008
15A OF 19

DRAWN BY:

RJA
A

SCALE:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed
MULTIPOINT LOCK LAYOUT

(2]
£
(1]
(3]
=
(]
£
<
Y
o
[
-
[¢]
whd
(7]
—
o
[<]
(a]
(]
=
-

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

e

PTC PRODUCT DESIGN GROUP, LLC

c-corp.com

Phone: 321.690.1788
Fax: 321.690.1789

Email: in

FBPE C.A. NO. 25935

PO BOX 520775
LONGWOOD, FLORIDA 32752


AutoCAD SHX Text
PREPARED BY:


X PANEL RECT. &
GU Multipoint Model No. 6-35565-02-R-8B ARCH TOP DETAILS

GU MULTIPOINT LOCK LAYOUT
T ] S — e s A | | WY i

9/2/2022 | RJA

PROJECT #420-0601

REVISED FOR MD
COMMENTS

A

8/3/2022
DSA0008

ET:
15B OF 19

® (-]
T T T
L

‘=‘|
SRR
O' --ﬂ.@©o Y ’ O

—213.4—

Raleigh, NC 27617
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

10681 World Trade Blvd
MULTIPOINT LOCK LAYOUT

(2]
£
©
(3]
=
(]
£
<
Y
o
[
-
[¢]
whd
(7]
—
o
[<]
(a]
(]
=
-

ol
Height of handle by customer (36"-915mm recommended)

g

[t

s

Robert J. Amoruso, P.E.
Florida P.E. No. 49752



AutoCAD SHX Text
PREPARED BY:


EXTERIOR

BRICK
RMOULD

FRAME JAMB ;

ENDURA QEBD 6350

4 6 x 2” MINIMUM
3/4” EDGE

DISTANCE oX WOOD

BUCK/FRAMING

WEATHERSTRIPPING
MULTIPOINT LOCK BOLTS

1 7 7711\

S|

Sed A 7

1 T Z1 1

—

17 MIN. ED(%E DISTANCE

INTERIOR

\—ASTM AS69 GRADE
1/4” MULTIPOINT STEEL
REINFORCEMENT PLATE

———1.5” MIN. EMB.

#14 WOOD SCREW THROUGH
FRAME JAMB W/1-1/2"
MINIMUM PENETRATION INTO 2X

BRICK
MOULD

EXTERIOR

# 6 x 2” MINIMUM
3/4” EDGE
DISTANCE

FRAME JAMB
ENDURA QEBD 650 \

BRICK MOULD FASTENING (SEE

— " NOTES 1 & 2, THIS SHEET)

WEATHERSTRIPPING
MULTIPOINT LOCK BOLTS \

1 777113

Sed AN 7

! T 71 T

] j':j2.5" MIN. EDGE DISTANCE

\ INTERIOR
ASTM A569 GRADE

1/4” MULTIPOINT STEEL

REINFORCEMENT PLATE

§

WOOD SUBSTRATE

MULTIPOINT HEAD & FOOT
BOLTS ENGAGE INTO PLATE

NOTES:

#14 WoOD SCREw 1.
THROUGH FRAME
HEAD W/1-1/2"
MINIMUM
PENETRATION INTO
2X WOOD 2
SUBSTRATE (2
PLACES)

417k

MULTIPOINT LOCK BOLTS
ENGAGE INTO PLATE

#14 WOOD SCREW THROUGH

MULTIPOINT HEAD & FOOT
BOLTS ENGAGE INTO PLATE

BRICK MOULD INSTALLATION SHALL
USE NO. 6 WOOD SCREW X 2"
MINIMUM LENGTH FOR BRICK
MOULD-TO-DOOR FRAME
INSTALLATION

ALL ADDITIONAL FASTENING
INCLUDING THE USE OF SEALANTS
SHALL BE AT THE DISCRETION OF
THE INSTALLER OR AS
RECOMMENDED BY THE DOOR
MANUFACTURER.

i”
6

417k

MULTIPOINT LOCK BOLTS
ENGAGE INTO PLATE

FRAME HEAD W/1-1/2" MINIMUM
PENETRATION INTO 2X WOOD

)
9

Strike Plate Detail in Wood

SUBSTRATE (2 PLACES)

Strike Plate Detail i

1.75” MIN. EMB.

1/4” CONCRETE SCREW THROUGH DOOR FRAME
W/MINIMUM 1—1/4" PENETRATION INTO CMU WITH
2—1/2" MINIMUM EDGE DISTANCE OR MINIMUM
1—3/4" PENETRATION INTO CONCRETE &

2—1/2" MINIMUM EDGE DISTANCE (2 PLACES,
SUBSTRATE SIDE OF HINGE)

X PANEL RECT.

1/4" CONCRETE
SCREW THROUGH
DOOR FRAME
W/MINIMUM 1-3/4"
PENETRATION INTO
CONCRETE & 2-1/2"
MINIMUM EDGE
DISTANCE (2 PLACES)

& ARCH TOP
DETAILS

GU MULTIPOINT LOCK
INSTALLATION

1/4" CONCRETE SCREW
THROUGH DOOR FRAME
W/MINIMUM 1-3/4" PENETRATION
INTO CONCRETE & 2-1/2"
MINIMUM EDGE DISTANCE (2
PLACES)

n Concrete

Strike Plate Detai

s for GU Multipoint Strike Plates at Lock Set
and Head/Foot Bolts

RJA

9/2/2022

PROJECT #420-0601

REVISED FOR MD

COMMENTS

DESCRIPTION

8/3/2022

DRAWING NO:

DSA0008
15C OF 19

DRAWN BY:

REV:

A

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed
MULTIPOINT LOCK LAYOUT

The Door Store of America, Inc.

Robert J. Amoruso, P.E.
Florida P.E. No. 49752

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

PTC PRODUCT DESIGN GROUP, LLC

PO BOX 520775
LONGWOOD, FLORIDA 32752

FBPE C.A. NO. 25935



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
Strike Plate Detail in Concrete

AutoCAD SHX Text
Strike Plate Detail in Wood

AutoCAD SHX Text
ASTM A569 GRADE

AutoCAD SHX Text
1/4" MULTIPOINT STEEL

AutoCAD SHX Text
REINFORCEMENT PLATE

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
ASTM A569 GRADE

AutoCAD SHX Text
1/4" MULTIPOINT STEEL

AutoCAD SHX Text
REINFORCEMENT PLATE

AutoCAD SHX Text
1/4" CONCRETE SCREW THROUGH DOOR FRAME W/MINIMUM 1-1/4" PENETRATION INTO CMU WITH 2-1/2" MINIMUM EDGE DISTANCE OR MINIMUM 1-3/4" PENETRATION INTO CONCRETE &  2-1/2" MINIMUM EDGE DISTANCE (2 PLACES, SUBSTRATE SIDE OF HINGE)

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
BRICK MOULD FASTENING (SEE NOTES 1 & 2, THIS SHEET)

AutoCAD SHX Text
MULTIPOINT LOCK BOLTS

AutoCAD SHX Text
FRAME JAMB

AutoCAD SHX Text
BRICK MOULD

AutoCAD SHX Text
# 6 x 2" MINIMUM 3/4" EDGE DISTANCE

AutoCAD SHX Text
ENDURA QEBD 650 WEATHERSTRIPPING

AutoCAD SHX Text
#14 WOOD SCREW THROUGH FRAME JAMB W/1-1/2" MINIMUM PENETRATION INTO 2X WOOD SUBSTRATE

AutoCAD SHX Text
2X WOOD BUCK/FRAMING

AutoCAD SHX Text
Strike Plate Details for GU Multipoint Strike Plates at Lock Set and Head/Foot Bolts


PANEL CONSTRUCTION DETAIL (X & XX)

XX & X RECTANGULAR PANEL CONSTRUCTION (XX ARCH TOP PANEL SIMILAR) - DOWEL LOCATION
X ARCH TOP PANEL CONSTRUCTION - DOWEL LOCATION

9/2/2022 | RJA

DESCRIPTION

0.75—= = |
1.70

|

—

PROJECT #420-0601

REVISED FOR MD
COMMENTS

A

1/27 X 47
DOWELL

8/3/2022

DRAWING NO:
DSA0008

: 16 OF 19

A

DRAWN BY:
REV:

Raleigh, NC 27617
-corp.com

10681 World Trade Blvd
TTLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789

Email: info@ptc-

%]
=
©
2]
=
Q
E
<
G
o
[
-
[e]
el
n
—
o
o
(a]
Q
<
[

PANEL CONSTRUCTION - MULTIPOINT LOCK DETAIL

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

1/27 X 4"
DOWELL

Robert J. Amoruso, P.E.
Florida P.E. No. 49752



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
1/2" X 4" DOWELL

AutoCAD SHX Text
1/2" X 4" DOWELL

AutoCAD SHX Text
1/2" X 4" DOWELL

AutoCAD SHX Text
1/2" X 4" DOWELL


RJA

APPROVED CONFIGURATIONS

MAXIMUM FRAME, DOOR PANEL AND DLO SIZES SHOWN ON SHEETS 2, 2A, 2B, 2C AND 2D MUST BE MET.

9/2/2022

(J
\
C)

Q)

/1
/
/

0
PIOVAYEP
DB
\

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

5

-

-

PARTIAL
OPAQUE NOT
TO EXCEED
TESTED SIZE
(TYP. ALL
PLACES)

8/3/2022

DRAWING NO:
DSA0008

" 17 OF 19

A

DRAWN BY:
REV:

PARTIAL
OPAQUE NOT
TO EXCEED
TESTED SIZE
(TYP. ALL
PLACES)

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789

The Door Store of America, Inc.
APPROVED CONFIGURATIONS

Email: info@ptc-corp.com

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

x| |-

PARTIAL
OPAQUE NOT
TO EXCEED
TESTED SIZE
(TYP. ALL
PLACES)

PARTIAL
OPAQUE NOT Robert J. Amoruso, P.E.

TO EXCEED Florida P.E. No. 49752
™ TESTED SIZE
(TYP. ALL
PLACES)

SURFACE APPLIED FALSE
MUNTINS TYPICAL ALL
PLACES

Keowee rentwood



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
Aberdeen

AutoCAD SHX Text
Alexandria

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
Keowee

AutoCAD SHX Text
Oconee

AutoCAD SHX Text
Brentwood

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES


RJA

APPROVED CONFIGURATIONS

MAXIMUM FRAME, DOOR PANEL AND DLO SIZES SHOWN ON SHEETS 2, 2A, 2B, 2C AND 2D MUST BE MET.

9/2/2022

DESCRIPTION

PROJECT #420-0601

REVISED FOR MD
COMMENTS

PARTIAL OPAQUE
NOT TO EXCEED
TESTED SIZE
(TYP. ALL PLACES)

8/3/2022

DRAWING NO:
DSA0008

" 18 OF 19

TN
7 N\

RJA

DRAWN BY:

[t ] |+ |

PARTIAL OPAQUE
NOT TO EXCEED

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

TESTED SIZE (TYP.
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES ALL PLACES)

APPROVED CONFIGURATIONS

(2]
£
©
(3]
=
(]
£
<
Y
o
[
-
[¢]
whd
(7]
—
o
[<]
(a]
(]
=
-

PO BOX 520775
LONGWOOD, FLORIDA 32752

PARTIAL
OPAQUE NOT
TO EXCEED
TESTED SIZE
(TYP. ALL
PLACES)

FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

Q \/ Q S u \/SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

Robert J. Amoruso, P.E.
Florida P.E. No. 49752



AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
Tiffany

AutoCAD SHX Text
Havasu

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES


)

APPROVED CONFIGURATIONS

MAXIMUM FRAME, DOOR PANEL AND DLO SIZES SHOWN ON SHEETS 2, 2A, 2B, 2C AND 2D MUST BE MET.

[~ T-~-T-0-1
K K3 EY K3
HERNE

PARTIAL
OPAQUE NOT
TO EXCEED
TESTED SIZE
(TYP. ALL
PLACES)

SURFACE APPLIED FALSE
MUNTINS TYPICAL ALL
PLACES

PARTIAL
OPAQUE NOT
TO EXCEED
[ TESTED SIZE

(TYP. ALL
PLACES)

Viadison Sev

RJA

9/2/2022

DESCRIPTION

PROJECT #420-0601
COMMENTS

REVISED FOR MD

— —

=

PARTIAL OPAQUE
NOT TO EXCEED
TESTED SIZE (TYP.
ALL PLACES)

\arse

)
PARTIAL OPAQUE
NOT TO EXCEED

TESTED SIZE (TYP.
ALL PLACES)
!

©

IS

IS

SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

PARTIAL OPAQUE
NOT TO EXCEED
TESTED SIZE (TYP.
ALL PLACES)

SURFACE APPLIED FALSE
MUNTINS TYPICAL ALL PLACES

8/3/2022

DRAWING NO:
DSA0008

" 19 OF 19

A

DRAWN BY:
REV:

Raleigh, NC 27617

10681 World Trade Blvd
TITLE: Complete Collection, Single and Double Doors, Inswing, Glazed

Phone: 321.690.1788
Fax: 321.690.1789
Email: info@ptc-corp.com

The Door Store of America, Inc.
APPROVED CONFIGURATIONS

PO BOX 520775
LONGWOOD, FLORIDA 32752
FBPE C.A. NO. 25935

PTC PRODUCT DESIGN GROUP, LLC

Robert J. Amoruso, P.E.
Florida P.E. No. 49752


AutoCAD SHX Text
PREPARED BY:

AutoCAD SHX Text
Marseille

AutoCAD SHX Text
Trinity

AutoCAD SHX Text
Wakefield

AutoCAD SHX Text
Madison

AutoCAD SHX Text
Seville

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES

AutoCAD SHX Text
SURFACE APPLIED FALSE MUNTINS TYPICAL ALL PLACES


	Sheets and Views
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(1) NOTES
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(2) XX RECT ELEVATION
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(2A) XX RECT PARTIAL ELEVATION
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(2B) XX ARCH PARTIAL ELEVATIONS
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(2C) X RECT ARCH PARTIAL ELEVATIONS
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(2D) PANEL RAIL AND STILE SIZING ELEVATIONS
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(3) XX ANCHOR ELEV - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(3A) XX ARCHTOP ANCHOR ELEV - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(3B) X  ANCHOR ELEV - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(3C) X ARCHTOP ANCHOR ELEV - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(4) XX ANCHOR ELEV - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(4A) XX ARCHTO PANCHOR ELEV - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(4B) X ANCHOR ELEV - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(4C) X ARCHTOP ANCHOR ELEV - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(5) XX HINGE-FRAME ELEV
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(5A) XX ARCHTOP HINGE-FRAME ELEV
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(5B) X HINGE-FRAME ELEV
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(5C) X ARCHTOP HINGE-FRAME ELEV
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(6) DETAILS - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(7) DETAILS - Wood
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(8) DETAILS - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(9) DETAILS - Concrete
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(10) DETAILS
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(11) XX DOOR VERT SECTIONS - WOOD
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(12) XX DOOR HORIZ SECTIONS - WOOD
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(12A) X DOOR HORIZ SECTIONS - WOOD
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(13) XX DOOR VERT SECTIONS  - CONCRETE
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(14) XX DOOR HORIZ SECTIONS - CONCRETE
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(14A) X DOOR HORIZ SECTIONS - CONCRETE
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(15) MULTIPOINT LOCK LAYOUT
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(15A) MULTIPOINT LOCK LAYOUT
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(15B) MULTIPOINT LOCK LAYOUT
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(15C) MULTIPOINT LOCK LAYOUT
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(16) DOOR CONST DETAIL
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(17) APPROVED CONFIG 1
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(18) APPROVED CONFIG 2
	DSA0008_Rev1_Complete Collection - X & XX Doors - Inswing_D-(19) APPROVED CONFIG 3


