SERIES 3070 ALUMINUM WINDOW WALL
SMALL MISSILE IMPACT (S.M.1.)

GENERAL NOTES:

- THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH THE REQUIREMENTS OF
THE &TH EDITION OF FLORIDA BUILDING CODE (2023) INCLUDING HIGH VELOCITY HURRICANE
ZONE (HVHZ).

- WINDOW WALL RATED FOR SMALL MISSILE IMPACT. IMPACT RESISTANT SHUTTERS ARE
REQUIRED FOR INSTALLATIONS UP TO 30 FT OF GRADE. SHUTTERS ARE NOT REQUIRED FOR
INSTALLATIONS ABOVE 30 FT OF GRADE.

- THESE WINDOWS ARE APPROVED FOR AIR AND WATER INFILTRATION.

- ANCHORS SHALL BE AS LISTED, SPACED AS SHOWN ON DETAILS. ANCHORS EMBEDMENT TO
BASE MATERIAL SHALL BE BEYOND WALL DRESSING OR STUCCO.

- ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE DETAILS ARE NOT PART OF THIS
APPROVAL.

- MATERIALS INCLUDING BUT NOT LIMITED TO STEE/METAL SCREWS THAT COME INTO CONTACT
WITH OTHER DISSIMILAR MATERIALS SHALL MEET THE REQUIREMENTS OF THE &TH EDITION OF
FLORIDA BUILDING CODE (2023) SECTION AS APPLICABLE.

- METAL STRUCTURES NOT BY CONTINENTAL GLASS SYSTEMS, LLC. TO BE DESIGNED TO
SUPPORT THE LOADS IMPOSED BY THIS GLAZING SYSTEM AND TO TRANSFER SUCH LOADS TO
THE BUILDING MAIN STRUCTURE.

- ULTIMATE LOAD OBTAINED FROM ASCE 7-22, MULTIPLY BY O.6 SHALL BE LESS THAN OR
EQUAL TO MAX. DESIGN LOAD IN THIS DOCUMENT. THE DESIGN LOADS SHOWN IN THIS
DOCUMENT ARE ALLOWABLE DESIGN LOADS.

- MANUFACTURER'S LABEL SHALL BE LOCATED ON A READILY VISIBLE LOCATION IN ACCORDANCE
WITH SECTION 1709.9.3 OF FLORIDA BUILDING CODE LABELING TO COMPLY WITH SECTION
1709.9.2.

NOTE:

INSTRUCTIONS: (3 SEC. GUSTS).

GLASS COMFLIES WITH ASTM E1300-16

USE CHARTS AS FOLLOWS.

STEP |:  DETERMINE DESIGN WIND LOAD REQUIREMENTS BASED ON WIND VELOCITY, BLDG.
HEIGHT, WIND ZONE USING APPLICABLE ASCE 7-22 STANDARD.

STEP 2:  SEE TYPICAL ELEVATION ON SHEET E .

STEP 3: SEE CHART I ON SHEET G| FOR APPROVED GLASS TYPES AND DESIGN LOAD
CAPACITIES BASED ON APPLICABLE WIND DURATION. FOR SSG OFTION SEE CHART
2 ON SHEET G| FOR DESIGN LOAD CAFPACITIES. GLASS CAPACITY GOVERNED BY
CHART I OR CHART 2 WHICHEVER IS CRITICAL

STEP 4:  CHECK MULLION AND JAMB CAFPACITY FOR A GIVEN SPACING AND HEIGHT USING
CHARTS ON SHEET M| TO M4. THE CAPACITY SHOULD EXCEED THE DESIGN LOAD.

STEP 5: CHECK ANCHOR TYPE ON SHEET A3 AND ANCHOR CAPACITY ON SHEET Al& A2.
THE CAPACITY SHOULD EXCEED THE DESIGN LOAD.

STEP 6: THE LOWEST VALUE RESULTING FROM STEFPS 2, 3, 4 AND 5 SHALL APPLY TO

ENTIRE SYSTEM.

ABBREVIATIONS AND SYMBOLS

D.L.O. - DAYLITE OPENING ¢ - CENTER LINE

F.H. - FRAME HEIGHT 5.5. - STAINLESS STEEL
F.W. - FRAME WIDTH H.5. - HEAT STRENGTHENED
LG. - LONG 556G - STRUCTURAL SILICONE

STL. - STEEL GLAZED
ALUM. - ALUMINUM TEMP. - TEMPERED
MULL. - MULLION O.C. - ON CENTER
HORIZ. - HORIZONTAL SECTION NUMBER.
W/ - WITH

W/O - WITHOUT

VERT.- VERTICAL SHEET NUMBER

271.0117

305.588.5224
5.
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LIMITATIONS OF USE

THIS PRODUCT EVALUATION DOCUMENT
A- (P.E.D.) PREPARED BY THIS ENGINEER IS
GENERIC AND DOES NOT PROVIDE
INFORMATION FOR A SITE SPECIFIC
PROJECT; i.e. WHERE THE SITE
CONDITIONS DEVIATE FROM THE P.E.D.

CONTRACTOR TO BE RESPONSIBLE FOR

B- THE SELECTION, PURCHASE AND
INSTALLATION OF THIS PRODUCT BASED
ON THIS PRODUCT EVALUATION PROVIDED
HE/SHE DOES NOT DEVIATE FROM THE
CONDITIONS DETAILED ON THIS
DOCUMENT.

THIS PRODUCT EVALUATION DOCUMENT
C- WILL BE CONSIDERED INVALID IF ALTERED
BY ANY MEANS

SITE SPECIFIC PROJECTS SHALL BE

D-  PREPARED BY A FLORIDA REGISTERED
ENGINEER OR ARCHITECT WHICH WILL
BECOME THE ENGINEER OF RECORD
(E.O.R.) FOR THE PROJECT AND WHO WILL
BE RESPONSIBLE FOR THE PROPER USE OF
THE P.E.D.

E- THIS P.E.D. SHALL BEAR THE DATE AND
ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD
THAT PREPARED IT.

FAX. (305) 231-1103

325 WEST 74 PLACE, HIALEAH, FL 33014

SYSTEM 3070 WINDOW WALL (SMI)
TEL. (305) 231-1101

CONTINENTAL GLASS SYSTEMS, INC.
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GLASS CAPACITIES (PSF)

I/4" TEMP. GLASS
0.035" SENTRYGLAS PLUS INTERLAYER

/2" AIR SPACE BY KURARAY AMERICA, INC.
| /4" TEMP. GLASS\X\/ /*”4” TEMP. CLASS
AT \

1/4" TEMP. GLASS

0.060" PVB
/2" AIR SPACE BY 'EASTMAN CHEMICAL CO.
1/4" TEMP. GLASSXX\/ /—1/4" TEMP. GLASS

D.L.O. WIDTH |D.L.O. HEIGHT |  GLASS TYPE 'G3' ¢ 'G4'
(IN.) (IN.) (+/- PSF) (+/- PSF)
5 | 120.0 150.0
57 120.0 150.0
o3 20 120.0 150.0
c9 120.0 150.0
75 120.0 150.0
5 120.0 150.0
57 96 120.0 150.0
63 120.0 150.0
oo 120.0 150.0
45 120.0 150.0
5| 120.0 150.0
57 102 120.0 150.0
c3 120.0 150.0
75 120.0 150.0
5 | 120.0 150.0
57 108 120.0 150.0
G2 120.0 150.0
35 120.0 150.0
45 120.0 150.0
5 14 120.0 150.0
57 120.0 150.0
39 120.0 150.0
45 120.0 150.0
5 120 120.0 150.0
5C 120.0 150.0
39 120.0 150.0
45 120.0 150.0
Y l26 120.0 150.0
53 120.0 150.0
33 120.0 150.0
39 120.0 150.0
45 132 120.0 150.0
5 120.0 150.0
33 120.0 150.0
39 120.0 150.0
45 138 120.0 150.0
48 120.0 150.0
33 120.0 150.0
39 | 44 120.0 150.0
45 120.0 150.0

%[0 %0 w
@5 ) \\ il
GLASS TYPE 'G3' GLASS TYPE 'G4'
I-5/16" NOMINAL OVERALL I-5/16" NOMINAL OVERALL
\\ _—
A ~ A

S
N
S

o

7/8" \ | 1/4" /2]
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MULION™ |capacity puE TO siLicoNE
SW.7/8" | SW. I 1/4"
WIDTH (IN.) (PSF) (PSF)
36 140.0 150.0
42 120.0 150.0
46 105.0 150.0
54 93.3 133.3
60 84.0 120.0
66 76.4 109. |
/2 70.0 100.0
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DESIGN LOAD CAPACITY DESIGN LOAD CAPACITY WITHOUT HORIZONTAL- PSF i, ANCHORS REGD. . Nz
WITHOUT HORIZONTAL- PSF DOOR UNDER SEE SEPARATE oD
MULLION DIMENSION | MuLLION (19 Jave (1) SEPARATE AF’PROVAL7 / DOOR APPROVAL % 22 s
MULLION DIMENSION MULLION() — Loy I =
=A== n 0 oo
MULION | MOLION [ or iy | mr o) wioth an | HeiGrT i | EXT- (0 | INT. O | EXT. (+) | INT. ) i //H:\\ | g5 |-
. . / \ =
WIDTH (IN) ] AIEIGHT (N) 54 120.0 | 150.0 | 120.0 | 150.0 . |/ I \ Z E e
42 1200 | 1500 60 o 120.0 | 150.0 | 120.0 | 150.0 5 L % Eﬂl \:5 L2 =
40 96 120.0 | 130.0 ce 1200 | 150.0 | 120.0 | 150.0 2 : oA ws = |z
o4 1200 ] 150.0 72 1200 | 1500 | 120.0 | 150.0 ” o 20 ¢ |g
€0 120.0 | 130.0 48 120.0 | 150.0 [ 120.0 | 1500 LN 2 .-
42 1200 1 1300 54 o0 120.0 | 150.0 | 120.0 | 150.0 e W -_|:
46 102 1200 | 1300 0 1200 | 150.0 | 120.0 | 150.0 wi we = = = >0 Z |9
o4 1200 | 1300 s 120.0 | 150.0 | 120.0 | 150.0 ¢ ¢ ¢ ¢ ¢ ‘ ‘ 0 “Z1%
3C 1200 | 130.0 : : : : WIDTH (W) = W1 WIDTH (W) = W1 + W2 S 5<| o
- - 48 1 20.0 150.0 120.0 | 150.0 AT JAMB AT MULLION 2 4 = =
42 108 120.0 130.0 54 1 20.0 150.0 1 20.0 150.0 WIDTH (W) = W1 + W2 DOOR UNDER INTERMEDIATE &5
46 120.0 | 130.0 co 108 200 1 1500 | 1200 1500 AT MULLION 2 SEPARATE AFF’RO\/AL7 HORIZONTAL @, ;
36 120.0 | 130.0 c6 1200 | 150.0 | 1200 | 150.0 == =
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o AN
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=
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30 1200 | 1300 48 0 120.0 | 150.0 | 120.0 | 150.0 v 5 g:r 8
QL ~
e |26 120.0 | 130.0 54 120.0 | 150.0 | 120.0 | 150.0 w we % s
42 1200 | 1260 co 1200 | 147.0 | 1200 | 150.0 ¢ ¢ ¢ 2 bis
o
30 120.0 | 130.0 42 1200 | 1500 | 1200 | 150.0 WIDTH (W) = W1 + W2 § 5
T x
36 132 120.0 1286.0 48 e 120.0 150.0 120.0 150.0 AT MULLION 2 8 8 % <
42 oo 54 120.0 | 145.0 | 120.0 | 150.0 3/8%X4" 2| 4 _
30 120.0 | 130.0 (GO~ STEEL BAR = @3¢
138 57.5 120.0 | 137.0 | 120.0 | 150.0 ol Oz%
= 1150 | 1150 42 120.0 | 150.0 | 120.0 | 150.0 /@ O ®\ /® 3| < ~ g
2 N
30 |44 1200 | 1200 48 1200 | 146.0 | 1200 | 150.0 —— " — p— = Z| z88
36 101.0 | 101.0 132 - o 7 % AT
54 120.0 | 131.0 | 120.0 | 148.0 G S | Z8d
wn (=
55 120.0 | 129.0 | 120.0 | 146.0 =
30 120.0 | 150.0 | 120.0 | 150.0 8
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42 138 120.0 | 150.0 | 120.0 | 150.0 c 5 ] 2 /)
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DESIGN LOAD CAPACITY WITHOUT HORIZONTAL- PSF

MULLION DIMENSION

o v | et g | BT (| INT @ | Bx @ | T 6
54 120.0 | 150.0 | 120.0 | 150.0
60 120.0 | 150.0 | 1200 | 150.0
c6 oe 120.0 | 150.0 | 120.0 | 150.0
72 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 1500 | 120.0 | 150.0
60 02 120.0 | 150.0 | 120.0 | 150.0
c6 120.0 | 1500 | 1200 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
60 08 120.0 | 1500 | 1200 | 150.0
co 120.0 | 150.0 | 1200 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 » 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
€0 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 . 120.0 | 1500 | 120.0 | 150.0
54 120.0 | 1500 | 1200 | 150.0
50 120.0 | 147.0 | 1200 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 1500 | 1200 | 150.0
54 =6 120.0 | 150.0 | 120.0 | 150.0

57.5 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 1500 | 1200 | 150.0
54 =2 120.0 | 150.0 | 120.0 | 150.0
55 120.0 | 1500 | 1200 | 150.0
30 120.0 | 150.0 | 120.0 | 150.0
36 120.0 | 150.0 | 120.0 | 150.0
42 138 120.0 | 1500 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0

52.5 120.0 | 142.3 | 1200 | 144.0
30 120.0 | 1500 | 120.0 | 150.0
36 » 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 141.0 | 1130 | 144.0
30 120.0 | 150.0 | 120.0 | 150.0
36 120.0 | 150.0 | 120.0 | 150.0
42 20 120.0 | 146.0 | 1180 | 150.0
48 120.0 | 129.0 | 1040 | 133.0

DOOR UNDER

ANCHORS REQD.

SEPARATE APFROVAL7

\\\

SEE SEPARATE
/DOOR APPROVAL

FRAME HEIGHT

_I

/
/

— S, — — — —
N

FRAME HEIGHT

=
|

—Sae =
|
|
|
|

wi w2

€ &

WIDTH (W)
AT JAMB

WIDTH (W)
AT MULLION

(S

I
/@ STEEL BAR
o ;
G

¢

=Wl

=Wl + W2

2

/4"X4 12"

o 5
.=| ¢ IS
iﬂ
JAMB @

J1 Ix IN"4]5Sx IN™3
3070-04 | 14.0081 | 3.1798
STEEL 1.8984 | 0.8438
TOTAL 19.5136

Ix.tot =Ix Alum.+2.9%Ix.STL

Wi

WIDTH (W) =

Wl + W2

AT MULLION 2 4

DOOR UNDER
SEPARATE AFPRO\/AL7

INTERMEDIATE
HORIZONTAL

FRAME HEIGHT

wil

WIDTH (W)
AT MULLION

1/2'%4"
(261 STEEL BAR

=

=1

M2 Ix IN~4[Sx IN™3

3070-05] 9.0965 | 3.387

3070-06 | 8.1053 | 3.0071

(2) STEEL | 4.000 2.000

TOTAL 26.80186

Ix.tot =Ix Alum.+2.9%Ix.5TL

=Wl + W2

2
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DESIGN LOAD CAPACITY
WITH HORIZONTAL- PSF

DESIGN LOAD CAPACITY WITHOUT HORIZONTAL- PSF

MULLION DIMENSION

MULLION @

JAMB @

MULLION DIMENSION MULLION@
42 1 20.0 130.0
45 1 20.0 130.0
54 o€ 1 20.0 130.0
6O 1 20.0 130.0
42 1 20.0 130.0
45 102 1 20.0 130.0
54 1 20.0 130.0
36 1 20.0 130.0
42 1 08 1 20.0 130.0
48 | 20.0 130.0
36 1 20.0 130.0
42 14 1 20.0 130.0
45 1 20.0 130.0
36 1 20.0 130.0
42 |20 1 20.0 130.0
45 1 20.0 127.0
30 1 20.0 130.0
36 126 | 20.0 130.0
42 1 20.0 126.0
30 1 20.0 130.0
36 132 1 20.0 128.0
42 109.0 109.0
30 1 20.0 130.0
36 138 I'12.0 112.0
30 1'18.0 1'18.0
36 ' 98.0 98.0

MBTLH%N) H“E/]IICJ;LHLRRU BxT. (+) | INT. 0 | BxT. (0| INT. O
54 120.0 | 150.0 | 120.0 | 150.0 )
60 120.0 | 150.0 | 1200 | 150.0 2
66 76 120.0 | 150.0 | 120.0 | 150.0 3
72 1200 | 150.0 | 120.0 | 150.0 i
48 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
co oz 120.0 | 150.0 | 120.0 | I150.0
cc 120.0 | 1500 | 1200 | 150.0
48 120.0 | 1500 | 1200 | 150.0
54 1200 | 150.0 | 120.0 [ 150.0
6o 108 120.0 | 150.0 | 120.0 | I150.0
6 120.0 | 150.0 | 120.0 | I50.0
42 120.0 | 150.0 | 120.0 | 150.0
48 " 120.0 | 150.0 | 120.0 | I150.0
54 120.0 | 150.0 | 120.0 | I50.0
60 120.0 | 1500 | 1200 | 150.0
42 120.0 | 150.0 | 1200 | 150.0
48 0 1200 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | I50.0
6o 120.0 | 143.0 | 120.0 | I50.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | I150.0
54 26 120.0 | 144.0 | 1200 | 150.0
57.5 120.0 | 135.4 | 1200 | 142.6
42 120.0 | 150.0 | 120.0 | 150.0
48 s 120.0 | 146.0 | 120.0 | I150.0 /@ .
54 120.0 | 131.0 | 120.0 [ 139.0 [ ]
55 120.0 | 129.0 | 120.0 | I36.] B .
30 120.0 | 150.0 | 120.0 | 150.0
36 120.0 | 1500 | 1200 | 150.0
42 138 120.0 | 1500 | 1200 | 150.0
48 120.0 | 135.0 | 120.0 | 136.0 S L 8
52.5 1150 | 1150 | 115.0 [ 125.0 [
30 120.0 | 150.0 | 120.0 | 150.0
36 s 120.0 | 150.0 | 120.0 | 150.0 sore @)
42 120.0 | 141.0 | 120.0 [ 137.0
46 116.0 | 1230 [ 1130 | 1200 R
30 120.0 | 1500 | 1200 | 150.0
36 . 120.0 | 146.0 | 1200 | 142.0
42 1200 | 125.0 | 1180 [121.0
48 106.0 | 109.0 | 106.0 | 106.0

INTERMEDIATE

/7 HORIZONTAL

wi w2
€ € €
WIDTH (W) =
AT JAMB
WIDTH (W) = WI + W2
AT MULLION 2

M2

3070-05

3070-06

TOTAL

17.2018

FRAME HEIGHT

ANCHORS REQD.

DOOR UNDER
SEPARATE AF’PRO\/AL7

SEE SEPARATE
/DOOR APPROVAL
=

— S—
_____ ARV | __ ]
————— LN ==
[ III AN
|/ III \ |
I// H \\I
(o ) o)
N\ | /
AN
I\ III /|
[N III /|
| AN HIR4 |
LNy
P N
AN
Wi w2 Wl
¢ ¢ 04 ¢

WIDTH (W) = W1 + W2

AT MULLION 2

DOOR UNDER

4

INTERMEDIATE

/7 HORIZONTAL

SEPARATE AFFRO\/AL7

/-

Ve
S — —

N
\\\\§\ e

FRAME HEIGHT
e e =

N

|

| I

[

T
|
|
|
|
|
L
N
|
ol
I
Il
Il
1l

Wi w2

& ¢

WIDTH (W)
AT MULLION 2

3/8'X4"
(20RSTEEL BAR

e
7

NN\

¢

=WI + W2

M2 Ix IN~4]Sx IN™3
3070-05
3070-06

(2) STEEL

TOTAL 26.86018

Ix.tot =Ix Alum.+2.9*Ix.STL
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DESIGN LOAD CAPACITY WITHOUT HORIZONTAL- PSF

MULLION DIMENSION

DT o | et o | EXT- () | INT. () [ EXT. () | INT. ()
54 120.0 | 150.0 | 120.0 | 150.0
€0 o 120.0 | 150.0 | 120.0 | 150.0
c6 120.0 | 150.0 | 1200 | 150.0
72 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
60 02 120.0 | 150.0 | 120.0 | 150.0
c6 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0
54 o8 120.0 | 150.0 | 120.0 | 150.0
60 120.0 | 150.0 | 120.0 | 150.0
co 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 » 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
60 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 . 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
€0 120.0 | 147.0 | 1200 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0
54 e6 120.0 | 1500 | 120.0 | 150.0

57.5 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 . 120.0 | 150.0 | 120.0 | 150.0
54 120.0 | 150.0 | 120.0 | 150.0
55 120.0 | 150.0 | 1200 | 150.0
30 120.0 | 150.0 | 120.0 | 150.0
36 120.0 | 150.0 | 120.0 | 150.0
42 138 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 150.0 | 120.0 | 150.0

52.5 120.0 | 137.5 | 120.0 | 144.0
30 120.0 | 150.0 | 1200 | 150.0
36 » 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 150.0 | 120.0 | 150.0
48 120.0 | 1400 | 113.0 | 144.0
30 120.0 | 150.0 | 120.0 | 150.0
36 . 120.0 | 150.0 | 120.0 | 150.0
42 120.0 | 142.0 | 1180 | 1500
48 120.0 | 124.0 | 104.0 | 133.0

INTERMEDIATE

/ HORIZONTAL

DOOR UNDER

ANCHORS REQD.

SEE SEPARATE
SEPARATE AF’PRO\/AL7 / DOOR APPROVAL

FRAME HEIGHT.
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wi w2
¢ ¢ ¢
WIDTH (W) =
AT JAMB
WIDTH (W) = W1 + W2
AT MULLION 2
|/4"X4 172"
STEEL BAR
gLrV
l4
=
JAMB @
J1 Ix IN~4|Sx IN™3
3070-04 | 14.0081 | 3.1798
STEEL 1.6964 | 0.8438
TOTAL 19.5136

Ix.tot =Ix Alum.+2.9*Ix.STL

T

~——

Wi w2

wi

¢ €

2 &

WIDTH (W) = W1 + W2

AT MULLION 2

DOOR UNDER
SEPARATE APF‘RO\/AL7

4

INTERMEDIATE

/’ HORIZONTAL

FRAME HEIGHT

N —_ ==
N
\

Wi w2

w2

WIDTH (W) = W1 +

AT MULLION 2

1/2'X4"
(26 STEEL BAR

[ =

=%

M2 Ix IN~4|Sx IN™3

3070-05 | 9.0965 | 3.3871

3070-06 | &.1053 | 3.0071

(2) STEEL [ 4.000 2.000

TOTAL 26.6018

Ix.tot =Ix Alum.+2.9"Ix.5TL
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ANCHOR CAPACITY - PSF

ANCHOR CAPACITY - PSF

NOMINAL DIMENSION NOMINAL DIMENSION
A3 A4 c3 c4 D3 A3 A4 c3 c4 D3
MULLION | FRAME HEIGHT MULLION | FRAME HEIGHT
WIDTH (IN.) (W) (IN.) (L) EXT. (+) EXT. (+) EXT. (+) | EXT. (+) | EXT. (+) WIDTH (IN.) (W) (IN.) (L) EXT. (+) | EXT. (+) EXT. (+) | EXT. (+) | EXT. (+)
INT.) | INT.O | INT.O | INT.) | INT. INT. ) | INT.OO | INT.CO | INT.() | INT. (9
48 150.0 150.0 150.0 | 150.0 | 150.0 3¢ 135.7 | 150.0 | 150.0 150.0 | 150.0
54 138.7 150.0 150.0 | 150.0 | 150.0 42 1163 | 1500 | 136.5 150.0 | 150.0
6o 20 124.8 150.0 1466 | 150.0 | 150.0 48 138 101.7 | 135.7 | 1195 150.0 | 150.0
cG 113.5 150.0 133.2 | 150.0 | 150.0 54 90.4 120.6 | 106.2 141.6 | 150.0
72 104.0 138.7 122, | 150.0 | 150.0 55 88.8 118.4 | 104.3 139.0 | 150.0
48 146.3 150.0 150.0 | 150.0 | 150.0 3G 130.0 | 150.0 | 150.0 150.0 | 150.0
54 130.0 150.0 150.0 | 150.0 | 150.0 42 | 44 1.4 | 1466 | 1309 150.0 | 150.0
co 96 117.0 150.0 137.4 | 150.0 | 150.0 48 97.5 1300 | 1145 150.0 | 150.0
66 106.4 141.8 124.9 | 150.0 | 150.0 30 1498 | 150.0 | 150.0 150.0 | 150.0
72 97.5 130.0 1145 | 150.0 | 150.0 36 150 l24.86 | 150.0 | 146.6 150.0 | 150.0
48 137.6 150.0 150.0 | 150.0 | 150.0 42 107.0 | 142.6 | 125.6 150.0 | 150.0
54 1 22.4 150.0 143.7 | 150.0 | 150.0
0 102 oL e 553 | 1500 | 1500 | TYPICAL ANCHORS: SEE SHEET A2 FOR DESCRIPTION
66 100. | 133.5 7.6 | 1500 | 150.0 | A3 _(3) ANCHORS TYPE "A" AT EACH SIDE OF JAMB/MULLION
72 91.8 1224 107.6 | 143.7 | 150.0 | A4 -(4) ANCHORS TYPE "A" AT EACH SIDE OF JAMB/MULLION
e 216G 50.0 500 | 1500 | 1500 | C3 -(3) ANCHORS TYPE "C' AT EACH SIDE OF JAMB/MULLION
~(4) ANCHORS TYPE 'C" AT EACH SIDE OF JAMB |
45 130.0 150.0 150.0 | 1500 | 150.0 S__g §§§ Aﬁgﬁgg TYPE g AT EAgH g(DE 8F jAMB%B&[gH
54 108 115.6 150.0 135.7 | 150.0 | 150.0
co 104.0 138.7 1221 150.0 | 150.0
c6 94.5 1 26. | 111.0 | 148.0 | 150.0
42 140.8 150.0 150.0 | 150.0 | 150.0
48 123.2 150.0 1446 | 150.0 | 150.0
54 | 14 109.5 1 46.0 126.6 | 150.0 | 150.0
60 98.5 131.4 1157 | 150.0 | 150.0
66 89.6 1 19.4 105.2 | 140.2 | 150.0
36 150.0 150.0 150.0 | 150.0 | 150.0
42 133.7 150.0 150.0 | 150.0 | 150.0
48 1 20 117.0 150.0 137.4 | 150.0 | 150.0
54 104.0 138.7 122, 1 150.0 | 150.0
6o 93.¢ | 24.8 109.9 | 1466 | 150.0
36 1 48.6 150.0 150.0 | 150.0 | 150.0
42 127.3 150.0 1496 | 150.0 | 150.0
48 126 | 11.4 146.G 130.9 | 150.0 | 150.0
54 99.0 132, | 116.3 | 150.0 | 150.0
co 89. | 1 18.9 104.7 | 139.6 | 150.0
36 141.8 150.0 150.0 | 150.0 | 150.0
42 121.6 150.0 1428 | 150.0 | 150.0
48 132 10.64 141.8 1249 | 150.0 | 150.0
54 94.5 1 26. | 111.0 | 1460 | 150.0
co 85. | 113.5 99.9 133.2 | 150.0
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ANCHOR CAPACITY - PSF

ANCHOR CAPACITY - PSF

NOMINAL DIMENSION

NOMINAL DIMENSION

B3 B4 BB3 BB4 B3 B4 BB3 BB4
MULLION | FRAME HEIGHT MULLION | FRAME HEIGHT
WIDTH (IN.) (W) (IN.) (L) EXT. (+) EXT. (+) EXT. (+) | EXT. (+) WIDTH (IN.) (W) (IN.) (L) EXT. (+) EXT. (+) EXT. (+) EXT. (+)
INT. ) | INT.( | INT.9 | INT. () INT. ) | INT.() | INT.O | INT. (9
48 150.0 150.0 150.0 | 150.0 36 1454 | 150.0 | 150.0 | 150.0
54 148.6 150.0 150.0 | 150.0 42 124.6 | 150.0 1 46. | 150.0
6o 90 133.8 150.0 150.0 | 150.0 48 138 109.0 | 1454 | 1278 | 150.0
c6 121.6 150.0 142.5 | 150.0 54 96.9 129.2 | 1136 | 1500
72 1115 148.6 130.7 | 150.0 55 95.2 126.9 | 111.6 | 148.7
48 150.0 150.0 150.0 | 150.0 36 139.3 | 150.0 | 150.0 | 150.0
54 139.3 150.0 150.0 | 150.0 42 | 44 119.4 | 150.0 | 1400 | 150.0
6o 96 1 25.4 150.0 147.0 | 150.0 48 1045 | 139.3 | 1225 | 150.0
c6 1 14.0 150.0 133.6 | 150.0 30 150.0 | 150.0 | 150.0 | 150.0
72 104.5 139.3 122.5 | 150.0 36 150 133.8 | 150.0 | 150.0 | 150.0
48 147.5 150.0 150.0 | 150.0 42 1147 | 150.0 | 134.4 | 1500
54 131.1 150.0 150.0 | 150.0
0 102 8.0 50.0 364 | 1500 | TYPICAL ANCHORS: SEE SHEET A2 FOR DESCRIPTION
c6 107.3 143. 1 125.6 | 150.0 | B3 -(3) ANCHORS TYPE 'B" AT EACH SIDE OF JAMB/MULLION
72 98.4 EIN 1153 | 150.0 | B4 -(4) ANCHORS TYPE "B AT EACH SIDE OF JAMB/MULLION
e 1 50.0 50.0 500 | 1500 | BB3 -(3) ANCHORS TYPE 'BB' AT EACH SIDE OF JAME/MULLION
" —o o0 o0 TTcoo | EBA-(4) ANCHORS TYPE 'BB" AT EACH SIDE OF JAMB/MULLION
54 108 123.9 150.0 1452 | 150.0
co 111.5 146.6 130.7 | 150.0
6 101.3 135. 1 1188 | 150.0
42 150.0 150.0 150.0 | 150.0
48 132.0 150.0 150.0 | 150.0
54 |14 117.3 150.0 137.5 | 150.0
6o 105.6 1 40.8 123.6 | 150.0
6 96.0 128.0 1125 | 150.0
36 150.0 150.0 150.0 | 150.0
42 143.3 150.0 150.0 | 150.0
48 120 125.4 150.0 147.0 | 150.0
54 111.5 146.6 130.7 | 150.0
6o 100.3 133.8 117.6 | 150.0
36 150.0 150.0 150.0 | 150.0
42 136.5 150.0 150.0 | 150.0
48 126 119.4 150.0 140.0 | 150.0
54 106.2 141.5 124.4 | 150.0
co 95.5 127.4 1120 | 149.3
36 150.0 150.0 150.0 | 150.0
42 130.3 150.0 150.0 | 150.0
48 132 | 14.0 150.0 133.6 | 150.0
54 101.3 135. | 1188 | 150.0
6o 91.2 121.6 106.9 | 142.5
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" MAX.

3"

MIN. EDGE DIST.

MIN. EDGE DIST.

TYPICAL ANCHOR

SEE SHEET Al ¢ A2

FOR CAPACITY

M /8"

MIN. THK.

L METAL STRUCTURE

)

T TYPICAL ANCHOR
. OEE SHEET Al & A2
FOR CAPACITY
__ = o
- | CONCRETE =
|fe=3 KSI OR 4KSI MIN. .
S ==
5 G
. ™ —
| —
o/ %4
O ) )
o/ ) o ®
= =
~ P
U_l LLl

NOTE:

METAL STRUCTURE BY OTHERS TO BE
DESIGNED PROPERLY TO SUSTAIN THE
LOAD FROM GLAZING SYSTEM.

31

TYPICAL ANCHORS AT HEAD/SILL:

TYPE "A": /4" DIA. ULTRACON+ BY DEWALT (Fu = 164 KSI, Fy = 145 K9I)
I-3/4" MIN. EMBED DIRECTLY INTO fc=3 KSI MIN. CONCRETE
2 1/2" MIN. EDGE DISTANCE
@ 3" MIN. O.C.

TYPE "B:  5/16&" DIA. ULTRACON BY DEWALT (Fu = 177 K3I, Fy = 155 K3l)
I 3/4" MIN. EMBED DIRECTLY INTO fc=3 KSI MIN. CONCRETE
3" MIN. EDGE DISTANCE
@ 3" MIN. O.C.

TYPE "BB": 5/16" ULTRACON BY DEWALT (Fu=177 K3I, Fy=155 K9I)
I 3/4" MIN. EMBED DIRECTLY INTO fc=4 KSI MIN. CONCRETE
3" MIN. EDGE DISTANCE
3" MIN. O.C.

TYPE "C": #14 SMS (GRADE 2) (Fu=74 KSI, Fy=57 K3l)
INTO 1/8" MIN. THK. ALUMINUM STRUCTURE (60&3-T5)
3"0.C.

TYPE "D": #14 TEKS (GRADE 5 -SELF DRILLING SCREW) (Fu= 120 KSI, Fy=92 K3I)

INTO /8" MIN. THK. ALUMINUM STRUCTURE (6063-T6)
3"0O.C.

-SEALANTS:

ALL FRAME CORNERS, JOINTS, MULLION SEAMS AND PERIMETER
GLAZING BEAD TO FRAME INSTALLATION FASTENERS SEALED WITH
SILICONE SEALANT.

i

3” 3” SII

&

\\\ /

HEAD/SILL ANCHOR TYPE
IIASIID IIBSIIa IIBBSIIa IICSIIQ I|D3Il
(3) ANCHORS AT EACH SIDE

OF JAMB

3“ 3” SII 3II

—

dERENAS

~L _

—_—

HEAD/SILL ANCHOR TYPE
"A4”’ IIB4II’ IIBB4II’ IIC4II
(4) ANCHORS AT EACH SIDE OF

JAMB

HEAD/SILL ANCHOR TYPE

II/A\SII9 IIB3IIj IIBB3II5 IIC3II’ IID3II

3" 3" %L 3' 3" 3"
- _—
\/ H H H ‘ I I I \/
\\ L///

(3) ANCHORS AT EACH SIDE OF
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MIN. EDGE DIST.

SPACING AND ANCHOR TYPE

. ' TYPICAL ANCHOR
. A SEE SHEET A3 FOR
. SPACING AND ANCHOR TYPE
i
. g 0
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> % SEE SHEET A3 FOR
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e
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D.L.O.
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1 30700] HEAD / SILL ALUM. 60O5-T5 SAPA ) E f: g
2 3070-02 INTERMEDIATE ALUM. 6005-T5 SAPA z2< S
3 3070-04 JAMB ALUM. GOO5-T5 SAPA 5 g 3 |E
4 3070-05 MALE MULLION ALUM. 6005-T5 SAPA ws - |z
5 3070-06 FEMALE MULLION ALUM. 6005-T5 SAPA Z o Z.|E
c 3070-07 COVER ALUM. 6005-T5 SAPA g Z io i
7 3070-08 COVER ALUM. 6005-T5 SAPA w é Zols
8 3070-09 GLAZING BEAD ALUM. 6005-T5 SAPA B Se
9 3070-10 SGD JAMB AGAINST FIXED ALUM. 6005-T5 SAPA S =2
10 - ALUMINUM ANGLE 4" LG - SETTING CHAIR, (2) LOCATED AT THE W/4 OF THE UNIT ALUM. 6005-T5 - e
Il - STRUCTURAL SEALANT DC983 OR DC995 SILICONE DOWSIL =
|2 9333 GLAZING GASKET / SPACER SILICONE TRELLEBORG @ p
13 - SILICONE SEAL DC795 & BACKER ROD SILICONE DOWSIL
| 4 - CONT. PERIMETER SEALANT DC795, DC983 OR DC995 AND BACKER ROD SILICONE DOWSIL
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20 - 3/8" X 4" STL. BAR REINF. STEEL, A36 MIN. - g <>’2 z g
22 3800-10 GLAZING GASKET / SPACER STEEL, A36 MIN. TRELLEBORG s o2
23 E206 BULB GASKET WEATHER STRIPPING STEEL, A36 MIN. TRELLEBORG S| 25"
04 9425-02-00 RAINSCREEN GASKET STEEL, A36 MIN. TRELLEBORG 2l § S
25 - GLAZING SPACER ALUM. ALU-PRO SRL S| x5
26 - 1/2" X 4" STL. BAR REINF. STEEL, A36 MIN. ALU-PRO SRL = E& 2
27 3070- 1 4 GLAZING ADAPTOR FOR HEAD AND SILL. 9/16" THK GLASS ALUM. 6005-T5 = : il
28 3070-15 GLAZING ADAPTOR FOR MULLION AND HORIZONTAL. 9/16" THK GLASS ALUM. 6005-T5 °lETT
29 3070-16 GLAZING ADAPTOR FOR JAMB. 9/1 6" THK GLASS ALUM. 6063-T6 S
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HWH 1/4-25 TEKS/5
ASSEMBLY SCREWS

HORIZONTAL TO VERTICAL ASSEMBLY
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