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OPTIMUM STEEL WINDOWS AND DOORS

RTS-430i STAINLESS STEEL FIXED WINDOW

INSTALLATION NOTES:

1. ONE (1) INSTALLATION ANCHOR FOR EACH ANCHOR LOCATION SHOWN.

2. THE NUMBER OF INSTALLATION ANCHORS DEPICTED ARE THE MINIMUM
NUMBER OF ANCHORS TO BE USED FOR PRODUCT INSTALLATION.

3. INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A TOLERANCE OF
+1/2 INCH OF THE DEPICTED LOCATION IN THE ANCHOR LAYOUT DETAIL
(I.E., WITHOUT CONSIDERATION OF TOLERANCES). TOLERANCES ARE
NOT CUMULATIVE FROM ONE INSTALLATION ANCHOR TO THE NEXT.

4. SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD
BEARING SHIM(S). MAXIMUM ALLOWABLE SHIM STACK TO BE 1/4 INCH.
SHIM WHERE SPACE OF 1/16 INCH OR GREATER OCCURS. SHIM(S)
SHALL BE CONSTRUCTED OF HIGH DENSITY PLASTIC OR BETTER.

5. FOR INSTALLATION DIRECTLY INTO CONCRETE/MASONRY, USE 1/4
INCH DIAMETER ITW TAPCON OF SUFFICIENT LENGTH TO ACHIEVE 1 1/4
INCH MINIMUM EMBEDMENT, AND 2 1/2 INCHES EDGE DISTANCE.

6. FOR INSTALLATION DIRECTLY INTO WOOD FRAME, USE #14 WOOD
SCREWS OF SUFFICIENT LENGTH TO ACHIEVE 1 1/2 INCH MINIMUM
EMBEDMENT, AND 3/4 INCH EDGE DISTANCE.

7. FOR INSTALLATION INTO STEEL STUD OR ALUMINUM USE 1/4"
SELF-DRILLING OR SELF-TAPPING PH OR HWH SCREWS OF SUFFICIENT
LENGTH TO ACHIEVE A MINIMUM OF 3 THREADS PENETRATION BEYOND
METAL WALL, AND 3/4 INCH EDGE DISCTANCE.

8. MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL FINISHES,
INCLUDING BUT NOT LIMITED TO STUCCO, FOAM, BRICK VENEER, AND
SIDING.

9. INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE MADE
OF CORROSION RESISTANT MATERIAL OR HAVE A CORROSION
RESISTANT COATING.

10.FOR HOLLOW BLOCK AND GROUT FILLED BLOCK, DO NOT INSTALL
INSTALLATION ANCHORS INTO MORTAR JOINTS. EDGE DISTANCE IS
MEASURED FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR JOINT
INTO FACE SHELL OF BLOCK.

11.INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH
ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS, AND
ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH STRENGTHS LESS
THAN THE MINIMUM STRENGTH SPECIFIED BY THE ANCHOR
MANUFACTURER.

12.INSTALLATION ANCHOR CAPACITIES FOR PRODUCTS HEREIN ARE BASED

ON SUBSTRATE MATERIALS WITH THE FOLLOWING PROPERTIES:

A. WOOD - MINIMUM SPECIFIC GRAVITY OF 0.55.

B. CONCRETE -MINIMUM COMPRESSIVE STRENGTH OF 3000 PSI.

C. GROUT-FILLED CMU- UNIT STRENGTH CONFORMS TO ASTM C-90
WITH MINIMUM COMPRESSIVE STRENGTH OF 2000 PSI AND GROUT
CONFORMS TO ASTM C 476, MINIMUM GROUT COMPRESSIVE
STRENGTH OF 2000 PSI.

D. HOLLOW BLOCK CMU - UNIT STRENGTH CONFORMS TO ASTM C-90
WITH MINIMUM COMPRESSIVE STRENGTH OF 2000 PSI.

E. STEEL- MINIMUM YIELD STRENGTH OF 33 KSI. MINIMUM WALL
THICKNESS OF 35.9 MIL (0.0478" or 18 GAUGE).

F.  ALUMINUM - MINIMUM GRADE OF 6063-T6. 1/8" MINIMUM WALL
THICKNESS.

(HVHZ)(IMPACT)

GENERAL NOTES:

1. THE PRODUCT SHOWN HEREIN IS DESIGNED AND

MANUFACTURED TO COMPLY WITH THE CURRENT
FLORIDA BUILDING CODE (FBC), INCLUDING HVHZ AND
HAS BEEN EVALUATED ACCORDING TO THE FOLLOWING:

e TAS201-94

e TAS 202-94

e TAS203-94

. ADEQUACY OF THE EXISTING STRUCTURAL

CONCRETE/MASONRY, STEEL, AND 2X FRAMING AS A
MAIN WIND FORCE RESISTING SYSTEM CAPABLE OF
WITHSTANDING AND TRANSFERRING APPLIED PRODUCT
LOADS TO THE FOUNDATION IS THE RESPONSIBILITY OF
THE ENGINEER OR ARCHITECT OF RECORD FOR THE
PROJECT OF INSTALLATION.

. 1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND

ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF
RECORD FOR THE PROJECT OF INSTALLATION.

. THE INSTALLATION DETAILS DESCRIBED HEREIN ARE

GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFICSITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE WITH
THIS DOCUMENT IN NON-HVHZ AREAS. IN HVHZ AREAS,
ONE TIME PRODUCT APPROVAL TO BE OBTAINED FROM
MIAMI-DADE RER.

. APPROVED IMPACT PROTECTIVE SYSTEM IS NOT

REQUIRED ON THIS PRODUCT IN AREAS REQUIRING
IMPACT RESISTANCE.

. WINDOW FRAME MATERIAL: 304 STAINLESS STEEL

. GLASS MEETS THE REQUIREMENTS OF ASTM E 1300 GLASS

CHARTS. SEE SHEET 2 FOR GLAZING DETAILS.
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DOW 995 SILICONE

1/2" GLASS BITE

11/2" O.A.1G CONSISTING OF:
1/4" TEMPERED
13/16" ALUMINUM SPACER

11/2" 0.A.1G CONSISTING OF:
3/16" CLEAR HS
0.090" SENTRYGLAS INTERLAYER

3/16" CLEAR HS —

0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA
3/16" CLEAR HS

\ /

SETTING BLOCKAw

BY KURARAY AMERICA
3/16" CLEAR HS

13/16" ALUMINUM SPACER
1/4" TEMPERED

DOW 995 SILICONE
DOW 995 SILICONE

1/2" GLASS BITE 1/2" GLASS BITE

15/16" O.A.IG CONSISTING OF:
1/4" TEMPERED
9/16" ALUMINUM SPACER

=+—3/16" CLEAR HS

0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA

3/16" CLEAR HS

)

3" x3" FOAM
GLAZING TAPE

1/2" GLASS BITE

7/16" O.A. LAMINATED GLASS
CONSISTING OF:
3/16" HEAT STRENGTHENED GLASS

0.090" SENTRYGLAS INTERLAYER

BY KURARAY AMERICA
3/16" HEAT STRENGTHENED GLASS

_~DOW 121
SILICONE

N =T SETTING BLOC

SETTING BLOCK * — SETTING BLOCK ETTING BLOCK

EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR
GLAZING DETAIL 1 GLAZING DETAIL2 GLAZING DETAIL3 GLAZING DETAIL 4

DOW 121~
SILICONE

SETTING BLOCK

7/16" O.A. LAMINATED GLASS
CONSISTING OF:

3/16" HEAT STRENGTHENED GLASS
0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA

3/16" HEAT STRENGTHENED GLASS

' X3" FOAM

GLAZINGTAPE 1" x1"FOAM

GLAZING TAPE
1/2" GLASS BITE

1/2" GLASS BITE

SETTING BLOCK

7/16" O.A. LAMINATED GLASS
CONSISTING OF:

3/16" HEAT STRENGTHENED GLASS
0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA

3/16" HEAT STRENGTHENED GLASS

DOW 121
SILICONE

)

DOW 995 SILICONE

1/2" GLASS BITE \

* \

11/2" O.A.1G CONSISTING OF:

3/16" CLEAR HS

0.090" SENTRYGLAS INTERLAYER
— BY KURARAY AMERICA

3/16" CLEAR HS

13/16" ALUMINUM SPACER

1/4" TEMPERED

SETTING BLOCK

SETTING BLOCK

11/2" O.A.1G CONSISTING OF:
1/4" TEMPERED
13/16" ALUMINUM SPACER

»=+—3/16" CLEAR HS

0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA

3/16" CLEAR HS

DOW 995 SILICONE

SN

/ 1/2" GLASS BITE

f

EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR
GLAZING DETAIL 5 GLAZING DETAIL 6
GLAZING DETAIL7 GLAZING DETAIL8
[GLAZING DETAILS 4, 5, 6, 7, AND 8 ARE LIMITED TO A FRAME SIZE OF 32.25 FT2 |
SIMULATED MUNTIN: OTHER QUALIFIED GLAZING BEADS: NOTES:
1. GLASS TYPES AND THICKNESS COMPLY WITH ASTM E1300
INSULATED GLAZING BEAD OPTIONS REQUIREMENTS AS WELL AS APPLICABLE SAFETY GLAZING
A L’ ﬂ k b REQUIREMENTS PER THE FBC. THICKNESS, TEMPER, AND SAFETY
o — . GLAZING REQUIREMENTS SHALL BE REVIEWED ON A SITE SPECIFIC BASIS.
S v+ 00 +f g+ GB50 GBS6 GBS3 GB18  GB31 GB35  GBIS GB-1 2. SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS
— — = w/FASTENER REFERENCED IN FBC CHAPTER 24.
HERIT% SDL SDL-G1 SDL-G18 SDL-T18 MONOLITHIC GLAZING BEAD OPTIONS 3. SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS
WIDER THAN 36" AS PER FBC CHAPTER 24.
S 4. D.LO. AND DESIGN PRESSURES ARE LIMITED TO THE MAX VALUES
SHOWN HEREIN.
GB52 GB58 GB55 GB1-L
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1900 NE MIAMI CT, SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

BUILDING DROPS, INC.

RTS-430i FIXED WINDOW
(HVHZ)(IMPACT)
GLAZING DETAILS

PREPARED BY:
BUILDING DROPS

TITLE:
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60.06" MAX.
FRAME WIDTH

MAX D.L.O. WIDTH
SEE NOTES BELOW

10 10 10
Anpp Bnpp Cnpp anp

14 14 14 14

144.20" MAX. AY BYcC ALY B Cod
FRAME WIDTH 15 A 15 A_15 15 A 15 A 15
A B C D Anpp Bnpp C(wp anp
16 A 16 A 16 A 16 ‘ ng" l 16 A 16 A 16 A 16
MAX. D.L.O.
HEIGHT SEE
NOTES BELOW
FRAME
WIDTH
———
EXTERIOR ELEVATION VIEW
FRAME HEIGHT ———=
FRAME
HEIGHT
FRAME
WIDTH
NOTE:

WINDOW WIDTH AND HEIGHT ARE
INTERCHANGEABLE FOR SIZES SHOWN
HEREIN, NOT TO EXCEED MAXIMUM
QUALIFIED SQUARE FOOT AREA.

41/2" MAX. __
FROM CORNER

$

14 1/2" MAX.
0.C.

41/2" MAx._—f_ 1 I

FROM CORNER

14 1/2" MAX.

0.C.

Iloll

FIXED WINDOW

ANCHOR LAYOUT

NOTE: SPACING SHOWN APPLIES
FOR THROUGH FRAME, STRAP
AND FLANGE INSTALLATION

SHORT LEG FRAME:

D.L.O. WIDTH = FRAME WIDTH - 2 1/4"
D.L.O. HEIGHT = FRAME HEIGHT - 2 5/16"

LONG LEG FRAME:

D.L.O. WIDTH = FRAME WIDTH - 3 1/2"
D.L.O. HEIGHT = FRAME HEIGHT - 3 5/8"

SHORT LEG SIGHTLINE FRAME:

D.L.O. WIDTH = FRAME WIDTH - 4 3/8"
D.L.O. HEIGHT = FRAME HEIGHT - 4 1/2"

LONG LEG SIGHTLINE FRAME:

D.L.O. WIDTH = FRAME WIDTH - 5 11/16"
D.L.O. HEIGHT = FRAME HEIGHT - 5 3/4"

UNEQUAL LEG SIGHTLINE FRAME:

D.L.O. WIDTH = FRAME WIDTH - 5 1/16"
D.L.O. HEIGHT = FRAME HEIGHT - 5 1/8"
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120.75" MAX.
FRAME WIDTH

MAX D.L.O. WIDTH
SEE NOTES BELOW

MAX D.L.O. WIDTH Ovv
—_—
SEE NOTES BELOW

OPTIMUM STEEL WINDOWS AND DOORS
28 CANAL STREET
ELLENVILLE, NY 12428
PH: (845)647-1900
FAX: (845)647-1494

41/2" MAX. ___ ) %
FROM CORNER 14 1/2" MAX. S & Z., e
0.C. ) L s
| Sk O aEaRRs
| | | | ( | ! | | =G 2 CQaga3g
; j ; ; ; ; j i =¥ <2 EKEI88s
7 In Q 25333
41/2" MAX. } gg 5(,% 985
- FROM CORNER TN ul oz %2
/BY OV DY B} Y D a i =T =8 =8 g
8 A8 A 8 S= O3 >
> 32 8% 1.3
LA 35 s |& g
O, i I 2 3 s 2
[a' L} o
AY BY C " "“ < =
10 A 10 A_10 = & =
E = =
AYBYcYD D) - I =
14 A\ 14 A\ 14 \ 14 14 A\ 14 N\ 14 N\ 14 14 1/2" MAX. REMARKS BY | DATE
144.13" MAX. AY BYC /’;\ A B Co 0.C. FBC 23 CODE CHANGE | FB | 02/24
15 15 15 15 15 15 — I
FRAME WIDTH At l v NS f NAME CHANGE DB| 02/25
16 A 16 A 16 A 16 l no" "o l 16 A 16 A 16 A 16 ndir won MISC. REVISION MS | 01/26
EHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIC]
JAND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC]
MAX. D.L.O. ] i SFROM THE REQUIREMENT DETAILLD HEREIN, A LICENGED
Ng'EI'IEGS H;Ei(E)EN N UMENTS FOR UGE WITH 1418 BOCUMERT
/DY EVY FY YD - -
5s As As A6 A 6
D E F E F G H /,
—] - 7
7 A7 A1 A1 N z
EY F N =
= % * =
j I } } i f } } i —= 9 & —
= N
SHORT LEG FRAME: /// \\\
~ D.L.O. WIDTH = FRAME WIDTH/2 - 2 9/16" &) e
FIXED WINDOW O.L0.HEIGHT = FRAME HEIGHT-21/4 FIXED WINDOW iy
EXTERIOR ELEVATION VIEW LONG LEG FRAME: ANCHOR LAYOUT 1900 NE MIAM CT, SUITE 2415
D.L.O. WIDTH = FRAME WIDTH/2 - 3 13/16" FBPE CERT. OF AUTHORIATION NO. 29578
D.L.O. HEIGHT = FRAME HEIGHT - 3 9/16"
/ NOTE: SPACING SHOWN APPLIES FL #:
SHORT LEG SIGHTLINE FRAME: FOR THROUGH FRAME, STRAP FL22639
D.L.O. WIDTH = FRAME WIDTH/2 - 4 11/16" AND FLANGE INSTALLATION
D.L.O. HEIGHT = FRAME HEIGHT - 4 7/16" pATE: 06.30.17
DWG. BY: CHK. BY:
LONG LEG SIGHTLINE FRAME: AM SM
D.L.O. WIDTH = FRAME WIDTH/2 - 6"
D.L.O. HEIGHT = FRAME HEIGHT -5 11/16" SCALE: NTS
DWG. #:
UNEQUAL LEG SIGHTLINE FRAME: OPWQ0/
D.L.O. WIDTH = FRAME WIDTH/2 - 5 3/8" SHEET: OF 16
D.L.O. HEIGHT = FRAME HEIGHT - 5 1/16"
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2X WOOD BUCK/STUD

2X WOOD BUCK/STUD

BY OTHERS BY OTHERS
#14 WOOD SCREW 3/4" MIN. 3/4" MIN. #14 WOOD SCREW
INSTALLATION ANCHOR EDGE DISTANCE EDGE DISTANCE INSTALLATION ANCHOR
PERIMETER SEALANT |<—> PERIMETER SEALANT
BY OTHERS BY OTHERS
X 7
11/2" MIN.
EMBEDMENT
11/2" MIN.
— ‘ EMBEDMENT
|
\ 1/4" MAX. | 1/4" MAX
O.A. UNIT HEIGHT SHIM SPACE O.A. UNIT HEIGHT y
\SEE GLAZING SHIM SPACE
* DETAILS, SHEET 2 + SEE GLAZING

1/4"-20 X 1" SS PAN
HEAD FASTENER

DETAILS, SHEET 2

EXTERIOR INTERIOR EXTERIOR INTERIOR
@ HEAD - 2X WOOD BUCK \5/ HEAD - 2X WOOD BUCK
STRAP INSTALLATION THROUGH FRAME INSTALLATION
SHORT LEG FRAME SHORT LEG FRAME
EXTERIOR INTERIOR EXTERIOR INTERIOR
+ SEE GLAZING SEE GLAZING
DETAILS, SHEET 2 * DETAILS, SHEET 2
O.A. UNIT HEIGHT 1/4" MAX. O.A. UNIT HEIGHT 1/4" MAX.
SHIM SPACE SHIM SPACE
~ ? 11/2" MIN.
11/2" MIN. EMBEDMENT
EMBEDMENT \
PERIMETER SEALANT —/ PERIMETER SEALANT
BY OTHERS - - - - BY OTHERS
#14 WOOD SCREW 3/4" MIN. 3/4" MIN. #14 WOOD SCREW
INSTALLATION ANCHOR EDGE DISTANCE EDGE DISTANCE INSTALLATION ANCHOR
2X WOOD BUCK/STUD 2X WOOD BUCK/STUD
BY OTHERS BY OTHERS

/D\ VERTICAL SECTION
\S/ STRAP INSTALLATION

SHORT LEG FRAME

7B\ VERTICAL SECTION

\5/ SILL - 2X WOOD BUCK
THROUGH FRAME INSTALLATION

SHORT LEG FRAME

3/4" MIN. 2X WOOD BUCK/STUD
EDGE DISTANCE BY OTHERS
#14 WOOD SCREW

INSTALLATION ANCHOR

PERIMETER SEALANT
BY OTHERS

11/2" MIN.
EMBEDMENT
/_
1/4" MAX.
O.A. UNIT HEIGHT \ i e
+ SEE GLAZING
— DETAILS, SHEET 2
EXTERIOR INTERIOR
\5/ HEAD - 2X WOOD BUCK
FLANGE INSTALLATION
SHORT LEG FRAME
EXTERIOR INTERIOR
. SEE GLAZING
* DETAILS, SHEET 2
O.A. UNIT HEIGHT / 1/4" MAX.
SHIM SPACE

11/2" MIN.
EMBEDMENT
\ \
AN

PERIMETER SEALANT
BY OTHERS
#14 WOOD SCREW

, INSTALLATION ANCHOR

3/4" MIN. 2X WOOD BUCK/STUD
EDGE DISTANCE BY OTHERS

7F\ VERTICAL SECTION

\5/ SILL - 2X WOOD BUCK
FLANGE INSTALLATION

SHORT LEG FRAME

\
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2-1/2" MIN.
EDGE DISTANCE

CONCRETE/MASONRY
SUBSTRATE BY OTHERS
1/4" ITW TAPCON
INSTALLATION ANCHOR
PERIMETER SEALANT

$

BY OTHERS 1114 MmN
®|" | EMBEDMENT
P e —4 ?
} | 1/4" MAX.
SHIM SPACE

O.A. UNIT HEIGHT

+

EXTERIOR INTERIOR

1/4"-20 X 1" SS PAN
HEAD FASTENER
SEE GLAZING
DETAILS, SHEET 2

A\ VERTICAL SECTION
\\6/ HEAD - CONCRETE/MASONRY

STRAP INSTALLATION
SHORT LEG FRAME

EXTERIOR INTERIOR

+

O.A. UNIT HEIGHT

SEE GLAZING
DETAILS, SHEET 2

SHIM SPACE

al . 11/4" MIN.

PERIMETER SEALANT EMBEDMENT

BY OTHERS
1/4" ITW TAPCON _ :
INSTALLATION ANCHOR , ' '
CONCRETE/MASONRY_/ 2-1/2" MIN.

SUBSTRATE BY OTHERS EDGE DISTANCE |

/C\ VERTICAL SECTION
\6/ SILL - CONCRETE/MASONRY

STRAP INSTALLATION
SHORT LEG FRAME

1/4"-20 X 1" SS PAN
1/4" MAX. HEAD FASTENER

2-1/2" MIN.

CONCRETE/MASONRY EDGE DISTANCE
SUBSTRATE BY OTHERS
1/4" ITW TAPCON—~—_ [ NF T a N
INSTALLATION ANCHOR : . :

PERIMETER SEALANT :
BY OTHERS\

N 11/4" MIN.

D . EMBEDMENT
L&
| 1/4" MAX.
' SHIM SPACE

O.A. UNIT HEIGHT
j SEE GLAZING
DETAILS, SHEET 2
EXTERIOR INTERIOR

/B VERTICAL SECTION
\6/ HEAD - CONCRETE/MASONRY

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

EXTERIOR INTERIOR

?

O.A. UNIT HEIGHT

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE
s . o1 11/4" MIN.
_/ - s 4 EMBEDMENT
PERIMETER SEALANT
BY OTHERS T s
1/4" ITW TAPCON__—"| A S S

INSTALLATION ANCHOR ' : A

CONCRETE/MASONRY__— )
SUBSTRATE BY OTHERS =t 21/2"MIN.  f=

EDGE DISTANCE

D\ VERTICAL SECTION
\6/ SILL - CONCRETE/MASONRY

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

\
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PH: (845)647-1900
FAX: (845)647-1494

1900 NE MIAMI CT, SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

BUILDING DROPS, INC.

RTS-430i FIXED WINDOW
(HVHZ)(IMPACT)
VERTICAL SECTIONSS -
CONCRETE/MASONRY

PREPARED BY:
BUILDING DROPS

TITLE:
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1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE
PERIMETER SEALANT
BY OTHERS

METAL STUD BY OTHERS, SEE
SHEET 1, INSTALLATION NOTE 12

2/9/2026 12:16 PM

SEE GLAZING
DETAILS, SHEET 2

EXTERIOR INTERIOR

/A VERTICAL SECTION
W HEAD - METAL STUD

STRAP INSTALLATION
SHORT LEG FRAME

EXTERIOR INTERIOR
SEE GLAZING
| DETAILS, SHEET 2
1/4"-20 X 1" SS PAN
O.A. HEAD FASTENER

UNIT HEIGHT

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

/D\ VERTICAL SECTION
\\7/ SILL - METAL STUD

STRAP INSTALLATION
SHORT LEG FRAME
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3/4" MIN.
EDGE DISTANCE

3/4" MIN.
EDGE DISTANCE

1/4" MAX.

SHIM SPACE

O.A. UNIT HEIGHT

+

EXTERIOR

EXTERIOR

)

O.A. UNIT
HEIGHT

{

1/4" GRADE 5 SELF-DRILLING O

INSTALLATION ANCHOR
MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE
METAL STUD BY
OTHERS, SEE SHEET 1
INSTALLATION NOTE 12

INTERIOR

/B VERTICAL SECTION
W HEAD - METAL STUD

FLANGE INSTALLATION
SHORT LEG FRAME

SELF-TAPPING PH OR HWH SCREW

EXTERIOR

R 1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

METAL STUD BY

OTHERS, SEE SHEET 1
INSTALLATION NOTE 12

MIN. 3 THREADS

PENETRATION BEYOND

3/4" MIN.
EDGE DISTANCE

PERIMETER SEALANT METAL STRUCTURE
BY OTHERS PERIMETER SEALANT
, BY OTHERS
; | 1/4" MAX.
—*7 }7 ;;;;;;; - SHIM SPACE
1/4" MAX.
) SHIM SPACE O.A. UNIT HEIGHT\_
SEE GLAZING * SEE GLAZING
DETAILS, SHEET 2 DETAILS, SHEET 2

INTERIOR

€\ VERTICAL SECTION
\U HEAD - METAL STUD

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

INTERIOR EXTERIOR INTERIOR
SEE GLAZING * SEE GLAZING
DETAILS, SHEET 2 DETAILS, SHEET 2

1/4" MAX.
l’ SHIM SPACE

_L 1/4" MAX.

PERIMETER SEALANT SHIM SPACE
BY OTHERS
MIN. 3 THREADS
PENETRATION BEYOND .\
METAL STRUCTURE I__ 3/4" MIN.

EDGE DISTANCE

3/4" MIN.
EDGE DISTANCE

PERIMETER SEALANT
BY OTHERS

METAL STUD BY
OTHERS, SEE SHEET 1
INSTALLATION NOTE 12
MIN. 3 THREADS
PENETRATION BEYOND

\

\

METAL STRUCTURE

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

/E\ VERTICAL SECTION
\v SILL - METAL STUD

FLANGE INSTALLATION
SHORT LEG FRAME

O.A. UNIT HEIGHT

L 1/4" MAX.

| SHIM SPACE
PERIMETER SEALANT
BY OTHERS

MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE
METAL STUD BY
OTHERS, SEE SHEET 1
INSTALLATION NOTE 12

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

7E\ VERTICAL SECTION
\\7/ SILL - METAL STUD

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

3/4" MIN.
EDGE DISTANCE

\
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— Wp - MULL GROOVE
INTERIOR WELDED TO 1/4" X MULLION INSTALLATION NOTES:
-_— 5"X 2" STEELPLATE | 1. FOR INSTALLATION INTO 2X BUCK USE (4)
STRUCTURAL— | —= 1 |= REFER TO MULLION #14 FH WOOD SCREWS. INSTALLATION
MULLION INSTALLATION SHALL CONFORM TO THE FOLLOWING
\ %/ NOTES ON THIS PAGE REQUIREMENTS:
* 1.1. MINIMUM EMBEDMENT OF 1-1/2"
~ E1 INTO WOOD
O - 1.2. MINIMUM EDGE DISTANCE OF 1"
" 2. FORINSTALLATION THROUGH METAL
”fAS);IEZ,SE“QéE:'E%\ © E1 FRAME USE (4) #14 FH SELF-DRILLING OR
SELF-TAPPING, SAE GR. 5, TYPE SCREWS.
INSTALLATION SHALL CONFORM TO THE
4 FOLLOWING REQUIREMENTS.
= 7 S 2.1. THREE (3) THREADS MINIMUM
e PENETRATION BEYOND METAL FRAME
Y %% ) WALL.
2.2. MINIMUM EDGE DISTANCE OF 3/4"
SEE GLAZING SEE GLAZING 3. FORINSTALLATION INTO
DETAILS, SHEET 2 DETAILS, SHEET 2 CONCRETE/MASONRY USE (4) 1/4" ITW
1/4" X 20 RIVET NUT TAPCON. INSTALLATION SHALL CONFORM
COMPRESSED 24" O.C. TO THE FOLLOWING REQUIREMENTS.
. FRAME X FRAME 3.1. MINIMUM EMBEDMENT OF 1-1/4"
WIDTH WIDTH INTO CONCRETE/MASONRY
EXTERIOR 3.2. MINIMUM EDGE DISTANCE OF 3/4"
I 4. MINIMUM ANCHOR PLATE DIMENSIONS:
2.1. Wp=5"
/ANHORIZONTAL SECTION 22. E1=11/16"
\J ULLION 2.3. C1=11/16 '
SHORT LEG FRAME SHOWN, OTHER FRAMES SIMILAR 2.4.51=23/16
3. SEE SHEET 1, INSTALLATION NOTE 12 FOR
1/4" MAX. SUBSTRATE MINIMUM PROPERTIES.
11/2" MIN. SHIM SPACE
EMBEDMENT
3/4" MAX 1/4"-20 X 1" SS PAN
EDGE DISTANCE HEAD FASTENER
INTERIOR
SEE GLAZING
#14 WOOD SCREW — DETAILS, SHEET 2

INSTALLATION ANCHOR

2XWOO0D BUCK/STUD—/
BY OTHERS

PERIMETER SEALANT —
BY OTHERS

EXTERIOR

O.A. UNIT WIDTH

/C\HORIZONTAL SECTION
\8/ JAMB- 2X WOOD BUCK

STRAP INSTALLATION
SHORT LEG FRAME

1/4" MAX.
SHIM SPACE
11/2" MIN.
EMBEDMENT]
2X WOOD BUCK/STUD —
BY OTHERS
PERIMETER SEALANT —\
BY OTHERS
#14 WOOD SCREW — INTERIOR
INSTALLATION ANCHOR [ ™ SEE GLAZING
DETAILS, SHEET 2
3/4" MIN. = 1
EDGE DISTANCE ]
) N —

EXTERIOR

O.A. UNIT WIDTH

/B HORIZONTAL SECTION
\\SJ JAMB- 2X WOOD BUCK

FLANGE INSTALLATION
SHORT LEG FRAME

11/2" MIN.
EMBEDMENT
2X WOOD BUCK/STUD ]
BY OTHERS
PERIMETER SEALANT —
BY OTHERS INTERIOR
#14 WOOD SCREW SEE GLAZING

INSTALLATION ANCHOR N DETAILS, SHEET 2

3/4" MIN.

EDGE DISTANCE EXTERIOR

O.A. UNIT WIDTH

/D\HORIZONTAL SECTION
\8/ JAMB- 2X WOOD BUCK

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

\
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11/4" MIN.
EMBEDMENT
1/4" MAX.
* SHIM SPACE
21/2"MIN. | - | 1/4"-20 X 1" SS PAN
EDGE DISTANCE| , ' HEAD FASTENER
SEE GLAZING
f DETAILS, SHEET 2
INTERIOR
1/4" ITW TAPCON—"]
INSTALLATION ANCHOR
CONCRETE/MASONRY —~1
BY OTHERS _
PERIMETER—"|"
SEALANT OTHERS
EXTERIOR

O.A. UNIT WIDTH

/A\HORIZONTAL SECTION
\\g/ JAMB- CONCRETE/MASONRY

STRAP INSTALLATION
SHORT LEG FRAME

11/4" MIN.
EMBEDMENT
== 1/4"MAX.
—
PERIMETER SHIM SPACE
SEALANT OTHERS —| . =
CONCRETE/MASONRY SN SEE GLAZING
BY OTHERS —~_* DETAILS, SHEET 2
1/4" TWTAPCON | N\ INTERIOR
INSTALLATION ANCHOR— . .| EE—
B " L
21/2" MIN,
EDGE DISTANCEQ | 4
<
} EXTERIOR

O.A. UNIT WIDTH

/B \HORIZONTAL SECTION
\\g/ JAMB- CONCRETE/MASONRY

THROUGH FRAME INSTALLATION
SHORT LEG FRAME

\
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METAL STUD BY
OTHERS, SEE SHEET 1
INSTALLATION NOTE 12

PERIMETER SEALANT

BY OTHERS

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE

3/4" MIN.
EDGE DISTANCE

1/4" MAX.
SHIM SPACE

SEE GLAZING
DETAILS, SHEET 2
INTERIOR

EXTERIOR

O.A. UNIT WIDTH

/A HORIZONTAL SECTION

\le JAMB- METAL STUD
FLANGE INSTALLATION

3/4" MIN.
EDGE DISTANCE

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

MIN. 3 THREADS

PENETRATION BEYOND

METAL STRUCTURE

PERIMETER SEALANT

BY OTHERS

METAL STUD BY

OTHERS, SEE SHEET 1
INSTALLATION NOTE 12

SHORT LEG FRAME

1/4" MAX.
[
SHIM SPACE
1/4"-20 X 1" SS PAN

HEAD FASTENER
SEE GLAZING
DETAILS, SHEET 2
INTERIOR

EXTERIOR

O.A. UNIT WIDTH

/B \HORIZONTAL SECTION

\10/ JAMB- METAL STUD
STRAP INSTALLATION

SHORT LEG FRAME

METAL STUD BY 1/4" MAX.
OTHERS, SEE SHEET 1 SHIM SPACE
INSTALLATION NOTE 12
PERIMETER SEALANT
BY OTHERS

SEE GLAZING
1/4" GRADE 5 SELF-DRILLING OR DETAILS, SHEET 2
SELF-TAPPING PH OR HWH SCREW INTERIOR
INSTALLATION ANCHOR B—
MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE
3/4"MIN. | §
EDGE DISTANCE N
EXTERIOR

O.A. UNIT WIDTH

/C\HORIZONTAL SECTION
\l(y JAMB- METAL STUD
THROUGH FRAME INSTALLATION

SHORT LEG FRAME

\
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RTS-430i FIXED WINDOW
(HVHZ)(IMPACT)
HORIZONTAL SECTIONS -
METAL STUD
BUILDING DROPS, INC.
1900 NE MIAMI CT, SUITE 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

PREPARED BY:
BUILDING DROPS

TITLE:
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3/4" MIN.

EDGE DISTANCE

|<—>

2X WOOD BUCK/STUD

BY OTHERS

#14 WOOD SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT

BY OTHERS

7

? .,

O.A. UNIT HEIGHT\

EXTERIOR

1/4" MAX.
SHIM SPACE

SEE GLAZING
DETAILS, SHEET 2

INTERIOR

/A VERTICAL SECTION

11/2" MIN.
‘ EMBEDMENT

NEY

EXTERIOR

O.A. UNIT HEIGHT

HEAD - 2X WOOD BUCK
THROUGH FRAME INSTALLATION
LONG LEG FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

¢

‘ ?

3/4" MIN.

EDGE DISTANCE

PERIMETER SEALANT

BY OTHERS

#14 WOOD SCREW
INSTALLATION ANCHOR

2X WOOD BUCK/STUD

BY OTHERS

/E\ VERTICAL SECTION

f 11/2" MIN.
EMBEDMENT

NEY

SILL - 2X WOOD BUCK
THROUGH FRAME INSTALLATION
LONG LEG FRAME

3/4" MIN.

EDGE DISTANCE

|<—>

2X WOOD BUCK/STUD

BY OTHERS

#14 WOOD SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT

BY OTHERS

i ‘

—

O.A. UNIT HEIGHT

.:._.;t:.q

\

N\

EXTERIOR

/|/

1/4" MAX.
SHIM SPACE

/~—__SEE GLAZING

DETAILS, SHEET 2

INTERIOR

/B VERTICAL SECTION

11/2" MIN.
EMBEDMENT

NEY

EXTERIOR

O.A.UNIT HEIGHT\

HEAD - 2X WOOD BUCK

THROUGH FRAME INSTALLATION

SHORT LEG SIGHTLINE FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

3/4" MIN.

EDGE DISTANCE

PERIMETER SEALANT

BY OTHERS

#14 WOOD SCREW
INSTALLATION ANCHOR

2X WOOD BUCK/STUD

BY OTHERS

/F\ VERTICAL SECTION

? 11/2" MIN.
EMBEDMENT

NEY

SILL - 2X WOOD BUCK

THROUGH FRAME INSTALLATION

SHORT LEG SIGHTLINE FRAME

3/4"

EDGE DISTANCE

|<—>

2X WOOD BUCK/STUD

BY OTHERS

MIN. #14 WOOD SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT

BY OTHERS

—

O.A. UNIT HEIGHT

\

EXTERIOR

R

1/4" MAX.
SHIM SPACE

SEE GLAZING
DETAILS, SHEET 2

INTERIOR

T\ VERTICAL SECTION

NEY

EXTERIOR

O.A. UNIT HEIGHT\

e

HEAD - 2X WOOD BUCK

THROUGH FRAME INSTALLATION

LONG LEG SIGHTLINE FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

BY OTHERS

3/4"

EDGE DISTANCE

MIN. #14 WOOD SCREW
INSTALLATION ANCHOR

2X WOOD BUCK/STUD

BY OTHERS

/G VERTICAL SECTION

NEY

SILL - 2X WOOD BUCK

THROUGH FRAME INSTALLATION

LONG LEG SIGHTLINE FRAME

3/4" MIN.
EDGE DISTANCE

11/2" MIN.
EMBEDMENT

O.A. UNIT HEIGH\

——]

2X WOOD BUCK/STUD
BY OTHERS

#14 WOOD SCREW

- PERIMETER SEALANT
/BY OTHERS

V4 i ‘

1

1/4" MAX.
SHIM SPACE

| |/~—__SEE GLAZING

DETAILS, SHEET 2

EXTERIOR

INTERIOR

/D\ VERTICAL SECTION

INSTALLATION ANCHOR

11/2" MIN.
EMBEDMENT

NEY

EXTERIOR

$

1/4" MAX.
SHIM SPACE
O.A. UNIT HEIGHT
? 11/2" MIN. f
EMBEDMENT

PERIMETER SEALANT

AN
PERIMETER SEALANT
BY OTHERS
— | #14 WOOD SCREW
3/4" MIN. INSTALLATION ANCHOR

HEAD - 2X WOOD BUCK
THROUGH FRAME INSTALLATION
UNEQUAL LEG SIGHTLINE FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

K]

S—_ f

EDGE DISTANCE

2X WOOD BUCK/STUD
BY OTHERS

/H\ VERTICAL SECTION

11/2" MIN.
EMBEDMENT

NEY

SILL - 2X WOOD BUCK
THROUGH FRAME INSTALLATION
UNEQUAL LEG SIGHTLINE FRAME

\

ovv
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CONCRETE/MASONRY
SUBSTRATE BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR
|<—> PERIMETER SEALANT
BY OTHERS
[A] .
N .
A N 4
I o | T1a MmN
o e EMBEDMENT
- Dp ‘

—

O.A. UNIT HEIGHT\ l

EXTERIOR INTERIOR

/A\ VERTICAL SECTION

\ ! Z / HEAD - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION
LONG LEG FRAME

1/4" MAX.
SHIM SPACE

SEE GLAZING
DETAILS, SHEET 2

EXTERIOR INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

#

? 11/4" MIN.
EMBEDMENT

- A
PERIMETER SEALANT

O.A. UNIT HEIGHT

S

BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR
CONCRETE/MASONRY

SUBSTRATE BY OTHERS

/D VERTICAL SECTION

\ ! Z / SILL - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION

LONG LEG FRAME

CONCRETE/MASONRY
SUBSTRATE BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR

|<—> PERIMETER SEALANT
BY OTHERS

11/4" MIN.
_ EMBEDMENT
1/4" MAX.
0.A. UNIT HEIGHT SHIM SPACE
\ ~—__SEE GLAZING
DETAILS, SHEET 2
/|/
EXTERIOR INTERIOR

B\ VERTICAL SECTION

\ ! Z / HEAD - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION
SHORT LEG SIGHTLINE FRAME

EXTERIOR INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

O.A. UNIT HEIGH

A

N ? 11/4" MIN.
. EMBEDMENT

- Ba

- A
PERIMETER SEALANT
BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR
CONCRETE/MASONRY

SUBSTRATE BY OTHERS

/E\ VERTICAL SECTION

\ ! Z / SILL - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION
SHORT LEG SIGHTLINE FRAME

CONCRETE/MASONRY
SUBSTRATE BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR
PERIMETER SEALANT
BY OTHERS
B .
IR S
AL - "$11/4"MIN.
=b EMBEDMENT
1/4" MAX.
O.A. UNIT HEIGHT SHIM SPACE

\ /~—__SEE GLAZING

DETAILS, SHEET 2

EXTERIOR INTERIOR

T\ VERTICAL SECTION

\ ! Z / HEAD - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION
LONG LEG SIGHTLINE FRAME

EXTERIOR INTERIOR
Y SEE GLAZING
I DETAILS, SHEET 2
O.A. UNIT HEIGHT\ : 1 1/4" MAX.
: ] SHIM SPACE
- il 4 EMBEDMENT
kB -
SN
: : o\ >
S IN A .
TS ) "
PERIMETER SEALANT
BY OTHERS
2 1/2" MIN. 1/4" ITW TAPCON
EDGE DISTANCE INSTALLATION ANCHOR
CONCRETE/MASONRY

SUBSTRATE BY OTHERS

/F\ VERTICAL SECTION

\ ! Z / SILL - CONCRETE/MASONRY
THROUGH FRAME INSTALLATION

LONG LEG SIGHTLINE FRAME

\

ovv

OPTIMUM STEEL WINDOWS AND DOORS
28 CANAL STREET
ELLENVILLE, NY 12428
PH: (845)647-1900
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3/4" MIN.
EDGE DISTANCE

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

1/4" GRADE 5 SELF-DRILLING OR

SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT
/BY OTHERS

| ‘ MIN. 3 THREADS

|

EXTERIOR

/A VERTICAL SECTION

INTERIOR

1/4" MAX.
SHIM SPACE

SEE GLAZING
DETAILS, SHEET 2

EXTERIOR

\13/

HEAD - METAL STUD
THROUGH FRAME INSTALLATION

PENETRATION BEYOND
METAL STRUCTURE —fi :

O.A. UNIT HEIGHT

3/4" MIN.
EDGE DISTANCE

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

1/4" GRADE 5 SELF-DRILLING OR

SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT
/ BY OTHERS

| ‘ MIN. 3 THREADS

PENETRATION BEYOND

P

/B VERTICAL SECTION

INTERIOR

1/4" MAX.
SHIM SPACE

| |/~—__SEE GLAZING

DETAILS, SHEET 2

EXTERIOR

\13/

LONG LEG FRAME

EXTERIOR

O.A. UNIT HEIGHT

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

I PENETRATION BEYOND

3/4" MIN.
EDGE DISTANCE

/E\ VERTICAL SECTION

I ? METAL STRUCTURE

\ PERIMETER SEALANT
BY OTHERS

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

\13/

SILL - METAL STUD
THROUGH FRAME INSTALLATION

EXTERIOR

O.A.UNIT HEIGHT\
‘ MIN. 3 THREADS j—

HEAD - METAL STUD
THROUGH FRAME INSTALLATION

METAL STRUCTURE —*7

O.A. UNIT HEIGHT

3/4" MIN.
EDGE DISTANCE

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

1/4" GRADE 5 SELF-DRILLING OR

SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT
/BY OTHERS

MIN. 3 THREADS
| Y PENETRATION BEYOND

\

SEE GLAZING

METAL STRUCTURE

1/4" MAX.
SHIM SPACE

O.A. UNIT HEIGH\

DETAILS, SHEET 2

INTERIOR

T\ VERTICAL SECTION

EXTERIOR

\13/

SHORT LEG SIGHTLINE FRAME

EXTERIOR
INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

PENETRATION BEYOND

3/4" MIN.
EDGE DISTANCE

/F\ VERTICAL SECTION

I ? METAL STRUCTURE

\ PERIMETER SEALANT
BY OTHERS

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

\13/

LONG LEG FRAME

SILL - METAL STUD
THROUGH FRAME INSTALLATION

O.A. UNIT HEIGHT\

‘ MIN. 3 THREADS —+—

HEAD - METAL STUD
THROUGH FRAME INSTALLATION

3/4" MIN.

EDGE DISTANCE

METAL STUD BY OTHERS,
SEE SHEET 1
INSTALLATION NOTE 12

1/4" GRADE 5 SELF-
DRILLING OR SELF-TAPPING
PH OR HWH SCREW
INSTALLATION ANCHOR

PERIMETER SEALANT

MIN. 3 THREADS

BY OTHERS
| * PENETRATION
1 BEYOND METAL

P

? STRUCTURE

1/4" MAX.
SHIM SPACE

/~—__SEE GLAZING

DETAILS, SHEET 2

INTERIOR

/D\ VERTICAL SECTION

LONG LEG SIGHTLINE FRAME

INTERIOR

EXTERIOR

SEE GLAZING

DETAILS, SHEET 2

O.A. UNIT HEIGHT

1/4" MAX.
SHIM SPACE

1 MIN. 3 THREADS

3/4" MIN.
EDGE DISTANCE

| I PENETRATION BEYOND
METAL STRUCTURE

\ PERIMETER SEALANT
BY OTHERS

1/4" GRADE 5 SELF-DRILLING OR
SELF-TAPPING PH OR HWH SCREW
INSTALLATION ANCHOR

METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12

/G VERTICAL SECTION

\13/

SHORT LEG SIGHTLINE FRAME

SILL - METAL STUD
THROUGH FRAME INSTALLATION
LONG LEG SIGHTLINE FRAME

\13/

HEAD - METAL STUD

THROUGH FRAME INSTALLATION

UNEQUAL LEG SIGHTLINE FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

1/4" MAX.
SHIM SPACE

‘ MIN. 3 THREADS

3/4" MIN.

EDGE DISTANCE

‘ PENETRATION
i

BEYOND METAL
STRUCTURE
PERIMETER SEALANT
BY OTHERS

1/4" GRADE 5 SELF-
DRILLING OR SELF-TAPPING
PH OR HWH SCREW
INSTALLATION ANCHOR

METAL STUD BY OTHERS,
SEE SHEET 1
INSTALLATION NOTE 12

/H\ VERTICAL SECTION

\13/

SILL - METAL STUD

THROUGH FRAME INSTALLATION

UNEQUAL LEG SIGHTLINE FRAME
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28 CANAL STREET
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11/2" MIN.
EMBEDMENT
2X WOOD BUCK/STUD =]
BY OTHERS ~— 1/4" MAX.
PERIMETER SEALANT — SHIM SPACE
BY OTHERS INTERIOR
#14 WOOD SCREW —| N SEE GLAZING
INSTALLATION ANCHOR DETAILS, SHEET 2

] 5 1
3/4" MIN.
EDGE DISTANCE ! EXTERIOR
IO.A. UNIT WIDTH
~ANHORIZONTAL SECTION

\14/ JAMB- 2X WOOD BUCK
THROUGH FRAME INSTALLATION

LONG LEG FRAME

11/2" MIN.

EMBEDMENT

2X WOOD BUCK/STUD — =

BY OTHERS ~ L 1/4" MAX.
PERIMETER SEALANT — SHIM SPACE
BY OTHERS INTERIOR
#14 WOOD SCREW —| SEE GLAZING
INSTALLATION ANCHOR DETAILS, SHEET 2

3/4" MIN.
EDGE DISTANCE

EXTERIOR

\

O.A. UNIT WIDTH

/C\HORIZONTAL SECTION
\1_4/ JAMB- 2X WOOD BUCK
THROUGH FRAME INSTALLATION

LONG LEG SIGHTLINE FRAME

11/2" MIN.
EMBEDMENT
2X WOOD BUCK/STUD — =—
BY OTHERS < 1/4" MAX.
PERIMETER SEALANT — SHIM SPACE
BY OTHERS INTERIOR
#14 WOOD SCREW —| N SEE GLAZING
INSTALLATION ANCHOR DETAILS, SHEET 2
N
3/4" MIN.
EDGE DISTANCE EXTERIOR
|
0.A. UNIT WIDTH

\14/ JAMB- 2X WOOD BUCK
THROUGH FRAME INSTALLATION

SHORT LEG SIGHTLINE FRAME

1/4" MAX.
[

11/2" MIN. SHIM SPACE
——

EMBEDMENT

2X WOOD BUCK/STUD —
BY OTHERS

PERIMETER SEALANT —\
BY OTHERS

#14 WOOD SCREW INTERIOR
INSTALLATION ANCHOR SEE GLAZING
DETAILS, SHEET 2

3/4" MIN.
EDGE DISTANCE

EXTERIOR

O.A. UNIT WIDTH

/D HORIZONTAL SECTION
\1_4/ JAMB- 2X WOOD BUCK
THROUGH FRAME INSTALLATION

UNEQUAL LEG SIGHTLINE FRAME

\
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TITLE:
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SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT

1900 NE MIAMI CT, SUITE 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION NO. 29578

" FL22639
pATE:  06.30.17

DWG. BY: CHK. BY:
AM SM

SCALE: NTS

owe. . OPWO007

SHEET: OF 16

14

_J




2/9/2026 12:17 PM

c:\users\mengﬂisur\\buiIding drops, inc\building drops landing - common\projects\optimum windows\fbc-25-1240 - steel impact products - revisions\dwis\opw007.d\/£

11/4" MIN.
EMBEDMENT
CONCRETE/MASONRY I
SUBSTRATE BY OTHERS D 1/4" MAX.
PERIMETER SEALANT —{ =~ J SHIM SPACE
BY OTHERS A 4
1/4" ITW TAPCON —
INSTALLATION ANCHOR

21/2" MIN.
EDGE DISTANCE

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

! EXTERIOR
|
0.A. UNIT WIDTH
~ANHORIZONTAL SECTION
\15/ JAMB- CONCRETE/MASONRY
THROUGH FRAME INSTALLATION
LONG LEG FRAME
11/4" MIN.
EMBEDMENT
CONCRETE/MASONRY — =
SUBSTRATE BY OTHERS ~~— | 1. 1/4"MAX.
PERIMETER SEALANT— - N SHIM SPACE
BY OTHERS |2 Jl INTERIOR
1/4" ITW TAPCON — % SEE GLAZING
INSTALLATION ANCHOR DETAILS, SHEET 2
< A )
I ‘< <
2 1/2" MIN. .,
\ > -
| —
0.A. UNIT WIDTH
~C\HORIZONTAL SECTION

\15/ JAMB- CONCRETE/MASONRY

THROUGH FRAME INSTALLATION
LONG LEG SIGHTLINE FRAME

11/4" MIN.
EMBEDMENT
CONCRETE/MASONRY '
SUBSTRATE BY OTHERS B
PERIMETER SEALANT — 9

INSTALLATION ANCHOR

S
BY OTHERS 4\4\ ..
1/8" ITW TAPCON— . N
BN

1/4" MAX.
SHIM SPACE

21/2" MIN. ., T
EDGE DISTANCE A | 4
" 0.A UNIT WIDTH
/B \HORIZONTAL SECTION

\15/ JAMB- CONCRETE/MASONRY

THROUGH FRAME INSTALLATION
SHORT LEG SIGHTLINE FRAME

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

EXTERIOR

\
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28 CANAL STREET
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MIN. 3 THREADS
PENETRATION BEYOND

METAL STRUCTURE
METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12 18" MAX,
PERIMETER SEALANT SHIM SPACE
BY OTHERS INTERIOR
1/4" GRADE 5 SELF-DRILLING OR SEE GLAZING
SELF-TAPPING PH OR HWH SCREW DETAILS, SHEET 2
INSTALLATION ANCHOR
]
3/4" MIN. 1R
EDGE DISTANCE EXTERIOR
‘ [ —
|
0.A. UNIT WIDTH

\lﬁj JAMB- METAL STUD
THROUGH FRAME INSTALLATION

LONG LEG FRAME

MIN. 3 THREADS
PENETRATION BEYOND

METAL STRUCTURE
METAL STUD BY OTHERS, SEE

SHEET 1 INSTALLATION NOTE 12 | 1/4" MAX.

PERIMETER SEALANT SHIM SPACE
BY OTHERS INTERIOR

1/4" GRADE 5 SELF-DRILLING OR SEE GLAZING
SELF-TAPPING PH OR HWH SCREW DETAILS, SHEET 2
INSTALLATION ANCHOR

3/4" MIN.
EDGE DISTANCE

EXTERIOR

‘ |

O.A. UNIT WIDTH

/C\HORIZONTAL SECTION
\16/ JAMB- METAL STUD
THROUGH FRAME INSTALLATION

LONG LEG SIGHTLINE FRAME

MIN. 3 THREADS
PENETRATION BEYOND

METAL STRUCTURE
METAL STUD BY OTHERS, SEE
SHEET 1 INSTALLATION NOTE 12 12" MAX,
PERIMETER SEALANT SHIM SPACE
BY OTHERS INTERIOR
1/4" GRADE 5 SELF-DRILLING OR SEE GLAZING
SELF-TAPPING PH OR HWH SCREW DETAILS, SHEET 2
INSTALLATION ANCHOR
3/4" MIN.
EDGE DISTANCE “ EXTERIOR
|
0.A. UNIT WIDTH

\lﬁj JAMB- METAL STUD
THROUGH FRAME INSTALLATION

SHORT LEG SIGHTLINE FRAME

MIN. 3 THREADS
PENETRATION BEYOND
METAL STRUCTURE

METAL STUD BY OTHERS, SEE 1/4" MAX.
SHEET 1 INSTALLATION NOTE 12\ SHIM SPACE
PERIMETER SEALANT |

BY OTHERS

1/4" GRADE 5 SELF-DRILLING OR INTERIOR
SELF-TAPPING PH OR HWH SCREW SEE GLAZING
INSTALLATION ANCHOR DETAILS, SHEET 2

3/4" MIN.
EDGE DISTANCE [

EXTERIOR

O.A. UNIT WIDTH

/D HORIZONTAL SECTION
\16/ JAMB- METAL STUD
THROUGH FRAME INSTALLATION

UNEQUAL LEG SIGHTLINE FRAME

\
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