CONTINENTAL GLASS SYSTEMS, LLC.

SERIES 3800 ALUMINUM WINDOW WALL
LARGE MISSILE IMPACT

0.090" 'SENTRYGLAS' BY
/4" HEAT STREND. GLASS / KURARAY AMERICA INC.
X, : J4 HEAT STREND. GLASS
SIKASIL 5G 500-CN X 7/\
SIKASILSG-18 7 b

DOWSIL 983
DOWSIL 795

~

(2) SETTING BLOCK,
/4" X 3/4" X 4" LG.
DUROMETER &5+/-5

SHORE A @ % point

i
\ & ik #1455 SMS

@ I6"MAX. O.C.

-~

4|
7

GLASS TYPE G I
9/16" NOMINAL OVERALL

GENERAL NOTES:

- THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH THE REQUIREMENTS OF
THE &TH EDITION FLORIDA BUILDING CODE (2023) INCLUDING HIGH VELOCITY HURRICANE ZONE
(AVAZ).

- WINDOW WALL RATED FOR LARGE MISSILE IMPACT. IMPACT RESISTANT SHUTTERS ARE NOT
REQUIRED. FOR INSTALLATIONS UP TO 30 FT OF GRADE USE LARGE MISSILE IMPACT. FOR
ABOVE 30 FT OF GRADE, SMALL MISSILE IMPACT TO BE USED.

- THESE WINDOWS ARE APPROVED FOR AIR AND WATER INFILTRATION.

- ANCHORS SHALL BE AS LISTED, SPACED AS SHOWN ON DETAILS. ANCHORS EMBEDMENT TO
BASE MATERIAL SHALL BE BEYOND WALL DRESSING OR STUCCO.

- ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE DETAILS ARE NOT PART OF THIS
APPROVAL.

- MATERIALS INCLUDING BUT NOT LIMITED TO STEEL / METAL SCREWS THAT COME INTO
CONTACT WITH OTHER DISSIMILAR MATERIALS SHALL MEET THE REQUIREMENTS OF THE &TH
EDITION FLORIDA BUILDING CODE (2023) SECTION AS APPLICABLE.

- METAL STRUCTURES BY OTHERS TO BE DESIGNED TO SUPPORT THE LOADS IMPOSED BY THIS
GLAZING SYSTEM AND TO TRANSFER SUCH LOADS TO THE BUILDING MAIN STRUCTURE.

SIKASIL SG 500-CN
SIKASIL SG-18

DOWSIL 983 ™

DOWSIL 795 |

INSTRUCTIONS:

- ULTIMATE LOAD OBTAINED FROM ASCE 7-22, MULTIPLY BY O.6 SHALL BE LESS THAN OR
EQUAL TO MAX. DESIGN LOAD IN THIS DOCUMENT. THE DESIGN LOADS SHOWN IN THIS
DOCUMENT ARE ALLOWABLE DESIGN LOADS.

- ALL FRAME CORNERS, JOINTS, MULLION SEAMS AND PERIMETER GLAZING BEAD TO FRAME

INSTALLATION FASTENERS SEALED WITH SILICON SEALANT.

- MANUFACTURER'S LABEL SHALL BE LOCATED ON A READILY VISIBLE LOCATION IN ACCORDANCE
WITH SECTION 1709.9.3 OF FLORIDA BUILDING CODE LABELING TO COMPLY WITH SECTION

1709.9.2.

USE CHARTS AS FOLLOWS.

STEP |:

STEP 2:

STEP 3:

STEP 4:

STEP 5:

STEP &:

DETERMINE DESIGN WIND LOAD REQUIREMENTS BASED ON WIND VELOCITY, BLDG.
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NOTE:

(3 SEC. GUSTY).

GLASS COMPLIES WITH ASTM E1300-16

HEIGHT, WIND ZONE USING APPLICABLE ASCE 7-22 STANDARD.

SEE TYPICAL ELEVATION ON SHEET E |

SEE CHART | ON SHEET G| FOR AFPPROVED GLASS SIZE AND DESIGN LOAD
CAPACITIES BASED ON E1300. SEE CHART 2 ON G2 FOR SILICONE CAPACITY OF

S5G MULLION, WHICHEVER IS LOWER GOVERNS THE CAPACITY.

CHECK MULLION AND JAMB CAFPACITY FOR A GIVEN SPACING AND HEIGHT USING
CHARTS ON SHEET M| TO M3. THE CAPACITY SHOULD EXCEED THE DESIGN LOAD.

SELECT ANCHOR TYPE AND CHECK ANCHOR CAFPACITY ON SHEET Al ¢ A2. THE
CAPACITY SHOULD EXCEED THE DESIGN LOAD. FOR ANCHORED JAMB OFTION,

ANCHOR OPTION & SPACING SEE SHEET D7.

THE LOWEST VALUE RESULTING FROM STEPS 2, 3, 4 AND 5 SHALL APFLY TO

ENTIRE SYSTEM.

ABBREVIATIONS AND SYMBOLS

D.L.O. - DAYLITE OPENING
F.H. - FRAME HEIGHT
F.W. - FRAME WIDTH
LG. - LONG

STL. - STEEL

ALUM. - ALUMINUM
MULL. - MULLION
HORIZ. - HORIZONTAL
W/ - WITH

W/O - WITHOUT
VERT.- VERTICAL

¢ - CENTER LINE

S.5.

- STAINLESS STEEL

H.5. - HEAT STRENGTHENED
556G - STRUCTURAL SILICONE

LIMITATIONS OF USE

THIS PRODUCT EVALUATION DOCUMENT
(P.E.D.) PREPARED BY THIS ENGINEER IS
GENERIC AND DOES NOT PROVIDE
INFORMATION FOR A SITE SPECIFIC
PROJECT; i.e. WHERE THE SITE
CONDITIONS DEVIATE FROM THE P.E.D.

CONTRACTOR TO BE RESPONSIBLE FOR
THE SELECTION, PURCHASE AND
INSTALLATION OF THIS PRODUCT BASED
ON THIS PRODUCT EVALUATION PROVIDED
HE/SHE DOES NOT DEVIATE FROM THE
CONDITIONS DETAILED ON THIS
DOCUMENT.

THIS PRODUCT EVALUATION DOCUMENT
c.  WILL BE CONSIDERED INVALID IF ALTERED
BY ANY MEANS.

SITE SPECIFIC PROJECTS SHALL BE

D- PREPARED BY A FLORIDA REGISTERED
ENGINEER OR ARCHITECT WHICH WILL
BECOME THE ENGINEER OF RECORD
(E.O.R.) FOR THE PROJECT AND WHO WILL
BE RESPONSIBLE FOR THE PROPER USE OF
THE P.E.D.

THIS P.E.D. SHALL BEAR THE DATE AND

E- ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD
THAT PREPARED IT.

FAX. (305) 231-1103

325 WEST 74 PLACE, HIALEAH, FL 33014
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CHART |: GLASS CAPACITIES
GLASS CAPACITY AS PER ASTM E1300-16 | | GLASS CAPACITY AS PER ASTM E 1 300-16
D.LO. | D.LO. GLASS TYPE D.LO. | D.LO. GLASS TYPE
WIDTH | HEIGHT Gl oo WIDTH | HEIGHT Gl G2
(IN) (IN) (+/-) PSF | (+/-) PSF (IN) (IN) (+/)-) PSF | (+/-) PSF
50 180 89 32 180 89
56 167 89 38 180 89
88
62 155 89 44 175 89
|24
c8 143 89 50 146 89
44 1 80 89 56 1 20 89
50 175 89 c2 113 89
56 94 159 89 32 1 80 89
62 | 48 89 38 1 80 89
c8 120 89 44 173 89
130
44 180 89 48 153 89
50 166 89 50 1 20 89
56 100 152 89 56 1 20 89
62 139 89 32 1 80 89
c8 | 20 89 38 180 89
38 180 89 44 136 |72 89
44 180 89 50 120 89
50 G 89 56 1 20 89
106
56 | 45 89 32 1 80 89
62 | 20 89 38 1 80 89
68 | 20 &9 44 | 42 |73 &89
3 €0 &9 50 120 &9
44 180 &9 54 1 20 89
50 156 89
TE
56 136 89
62 1 20 89
c8 15 89
38 180 89
44 178 89
50 15 89
|18
56 133 89
c2 117 89
65 13 89

D.L.O.

D.L.O.

WIDTH

WIDTH
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HEIGHT
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HEIGHT
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HEIGHT
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CHART 2: SILICONE CAPACITIES

STRUCTURAL SILICONE CAPACITY (PSF)
DOWSIL 963
e o w | DOWSIL 995 DOWSIL |21
(C-C) A L 13/16"| | )" I 13/1¢
45.0 160.0 | 190.0]150.0 | 150.0
54.0 160.0{190.0]150.0 |150.0
c0.0 144.01173.61144.0|150.0
66.0 130.9 158.0]130.9 | 150.0
72.0 120.0[144.61120.0 | 144.8
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CHART 3: MULLION CAFPACITIES

MULLION/ JAMB LOAD CAPACITY (P5SF) MULLION/ JAMB LOAD CAPACITY (PSF)
W/ OR W/O HORIZONTAL W/ OR W/O HORIZONTAL
NOMINAL DIMS. NOMINAL DIMS. ‘— i | s ———— | i ———————— w————N——
M| JI M2 | J2/J3 | M3 M| J1 M2 | J2/J3 | M3 T \
(IN) (IN) % \__INTERMEDIATE
WIDTH WIDTH HORIZONTAL
W | G EXT ) | EXT) | EXT) | EXT) [ BXT) || gy | LR [ BT | B | X | EXT) | EXT(H) T ~ MoRiZC
INT. () | INT. (=) | INT. (&) | INT. () | INT. (=) INT. (<) | INT. (&) | INT. (&) | INT. () | INT. (=) =
<€
o/
48 180 180 180 180 180 30 16l 180 180 180 180 =
54 |64 |64 180 180 180 36 |34 162 167 180 180
132
6O 96 |47 | 47 180 180 180 42 115 139 143 | 74 180 W W
ce 134 134 180 167 180 48 10] 122 125 152 160 ¢ ¢
72 123 123 174 153 180 30 14 176 176 180 180 WIDTH (W) = W
42 180 1 80 180 180 180 36 117 148 |46 180 180
138
48 173 173 180 180 180 42 101 127 125 159 160
54 102 |54 |54 180 1 80 180 48 88 R 110 139 | 40 = B —
6O 139 139 180 173 180 30 |24 |64 155 180 180 © 0 S ol = _ 5
Q o g o U Ly ||
66 126 126 168 157 | 80 36 103 136 129 | 70 |64 S o} D Sl 8 S S
144 2 e ® ol 8 2 |2
42 180 180 180 180 180 42 89 117 110 146 14| ©
48 o8 164 |64 180 180 180 48 77 102 97 128 123 — — i l—
54 145 |45 180 180 180 | | M
30 10 151 37 180 74 MULLION '™ | B ) MULLION 'M2!
o) I3 13 165 | 80 180 36 I 50 9| |26 I 14 157 | 45 WITH ALUM. REINF.
ac 80 80 80 80 80 Ix INY4]5Sx IN™3 Ix IN™4 [ Sx IN™3 Ix IN™4 | Sx IN™3
! l ! ! l 42 78 10& 28 135 125 3800-06( 8.5908 3.3333 3800-04| 14.5466 4.7275 3800-06 8.5908 3.3333
40 |70 |77 180 1 80 180 38600-05| 9.4811 | 3.6917 3800-05 | 9.4811 | 3.6917
TOTAL 18.0719 | 7.0120 (2)3800-21| 4.4686 2.1366
48 |14 | 48 155 180 180 180 ol 225205 T 50008
54 132 138 164 172 180
o) 119 |24 | 48 155 180
36 178 180 180 180 180 o s e
1" X 4 ALUM. BAR.
42 153 168 180 180 180 ALUM. BAR 6005-T5
E/ (6005-T5) é ( o)
3000-15 | :
48 120 134 |47 167 180 | 80 - — LN RRINF. | . T )
T [€) 1 0
54 119 131 148 64 180 o S Q o
§(= || = fe S §
€0 107 | 118 | 134 | 147 | 170 S 3
30 | 80 180 180 1 80 180 (S
36 154 176 180 1 80 180 - - W
42 126 132 153 165 160 160 JAMB J2' MULLION 'M3' JAMB J3' R
48 e | 34 | 44 1c7 180 WITH ALUM. REINF. WITH ALUM. REINF. WITH ALUM. REINF. s\_&\
54 103 | 19 128 | 48 163 Ix IN™4 | Sx IN™3 Ix IN™4 | Sx IN™3 Ix IN™4 | Sx IN™3 _5 ;"
380004 | 145466 | 4.7275 3800-06 8.5908 | 3.3333 3800-04 | 14.5466 | 4.7275 é* p
300015 | 69474 | 223cc 3800-05 9.4811 | 3.6917 ALUM.1G | 13.8646 | 5.0417 Y
oAl | 214940 | o157 (2) 1"x 4" ALUM. BAR| 10.6667 | 5.3334 TOTAL | 28.4112 - '1:"
TOTAL 28.7385 11.1506 'f‘
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CHART 4: MULLION CAPACITIES

MULLION/ JAMB LOAD CAPACITY (FSF)
W/ OR W/O HORIZONTAL

MULLION/ JAMB LOAD CAPACITY (PSF)
W/ OR W/O HORIZONTAL

NOMINAL DIMS. NOMINAL DIMS.
(IN) M4 J4 M5 | J5/J5A IN) M4 Ja M5 | J5/J5A
wiDTH | PRAME [ EXT-(H) [ BXT.CH) [ EXT.H) [ EXT.0H) | [ o7y | PRAME | EXT(H) [ EXT.(+) | EXT.(+) [ EXT.(+)
HEIGHT | INT.) | INT.() | INT.() | INT.(9) HEIGHT | INT.) | INT.) | INT.) | INT.()
co 1 80 167 89 89 30 1 80 180 89 89
66 108 165 152 89 &9 3¢ 1 80 |64 89 89
72 1 20 120 89 &9 42 167 14 89 89
147.625
48 1 80 180 89 &9 48 |47 123 89 89
54 | 80 175 89 89 54 1 20 120 89 89
6o | 14 | 80 158 89 89 co 1 20 120 83 84
cc | 20 120 89 89 30 1 80 180 89 89
72 1 20 1 20 89 &9 36 1 80 160 89 89
42 | 80 180 89 89 42 162 137 89 89
150
48 | 80 167 89 89 48 1 20 120 89 89
54 120 | 78 150 89 89 54 1 20 120 89 89
6o 1 20 120 89 89 0 50 50 - -
72 | 20 120 89 89
42 1 80 180 89 89
48 1 80 170 89 &9 (2) 2800-93
54 126 1 80 151 89 89
co | 20 120 89 89
66 | 20 120 89 89
42 1 80 177 89 89
48 1 80 155 89 &9
54 132 163 138 89 89
JAMB 14"
60 120 120 89 89 WITH ALUM. REINF.
cc 1 20 120 89 89 x IN~4 ] 5% IN~3
36 180 | 80 89 89 3800-04 14.5466 4.7275
2800-93 |3.8534 4.9348
42 | 80 |62 &9 &9 TOTAL 28.4000 9.2298
48 138 168 142 89 89
54 | 20 120 89 89
) 120 120 &9 &9 1/4" X 4" STL. BAR
30 180 1 80 89 89
36 180 |74 89 89
42 176 1 49 89 89
| 44
48 154 130 89 89
120 120 89 89
54 JAMB U5’
60 120 120 85 89 WITH STL. REINF.
lk IN~4 [ Sx IN~3
3800-05 9.481 | 3.6917
/4" X 4" STL BAR 3.8667 (IN ALUM.)
TOTAL 13.3478 -

FRAME HEIGHT

|_INTERMEDIATE
HORIZONTAL
~ OPTION

woo]ow

M g

WIDTH (W) = W

= |"X 4" STL. BAR (A36)
i
L
S / 8
8 %"‘ ’% 8
) 3
=
I
MULLION 'M4!
WITH STL. REINF.
Ix IN™4 | Sx IN™3
3800-06 8.5908 3.3333
3800-05 9.481 | 3.6917
(2)1"x 4" STL BAR | 30.9334 (IN ALUM.)
TOTAL 49.0053 -

/4" X 4" STL. BAR

I/2" THICK ALUM
PLATE 12" LONG.

JAMB 'J5A
WITH STL. REINF.
Ix IN™4 ] Sx IN™3
3800-05 9.481 | 3.6917
3800-06 8.5908 | 3.3333
I/4"X 4" STLBAR | 3.8667 [ (INALUM.)
TOTAL 21.9386 -

€ ¢

3/8" X 4" STL. BAR
(A36)
MULLION 'M5'
WITH STL. REINF.
Ix IN~4 | Sx IN™3
3800-06 £.5908 | 3.3333
3800-05 9.481 | 3.6917
(2)3/8" x 4" STL BAR 11.6000 | (IN ALUM.)
TOTAL 29.6719 -
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CHART 5: WW -256005GD MULLION CAFPACITIES

MULLION/ JAMB LOAD CAPACITY (PSF)

W/ OR W/OHORIZONTAL

NOMINAL DIMS. Ve M7
(IN)
FRAME
wioTH | LS| EXT(H) | INTL() | EXTL(H) | INT.()
54 1 40 172 1 40 190
60 140 153 1 40 190
108
66 138 138 1 40 190
72 125 125 1 40 190
48 140 177 1 40 190
54 " 140 155 1 40 190
|
60 137 137 1 40 190
66 I 24 | 24 1 40 190
42 1 40 | 60 1 40 190
48 1 40 | 40 1 40 190
120
54 I 24 | 24 | 40 190
60 |12 2 | 40 190
42 1 40 169 | 40 190
48 e 140 145 | 40 190
|
54 127 127 | 40 190
60 113 113 | 40 190
36 140 154 | 40 190
42 132 132 | 40 190
132
48 115 115 1 40 190
54 103 103 | 40 190
36 1 40 14| | 40 190
42 121 121 1 40 190
138
48 106 106 | 40 190
54 94 94 | 40 190
36 129 129 1 40 190
42 1 1 1 40 190
| 44
486 97 97 | 40 190
52 90 90 | 40 190
36 114 I 14 1 40 190
42 150 98 98 1 40 190
48 86 86 1 40 190

SERIES 2800 SGD SEE

SEPARATE FLORIDA APPROVAL

‘_
T
O
)
—
w MG& OR M7
. A\
0
WIDTH
(2)3000- 14
© //r_
Q Al
(@) ' Al
O @) S|
@) o} >
o (9) §
Al
SGD-FX MULLION 'Mé&'

WITH ALUM. REINF.

"X 4 1/2 " STL.

/

3000-06

2800-22 \

BAR (A50)

BAR (A50)

5/8" X 5" STL.

%

&

SGD-FX MULLION

IM7\
WITH STL. REINF.

Ix IN™4

Sx IN™3

2800-02

10.5047

3.2218

3000-06

5.3125

I.7132

"X 4 1/2 " STL. BAR

16.6802

(IN ALUM)

Ix INM4 [ SxIN™3
2600-02 10.5047 | 3.22186
3000-06 5.3125 I.7132
(2) 3000- 14 6.7988 | 2.9191
TOTAL 22.6160 | 6.9364

5/8" X 5" STL. BAR

22.0220

(IN ALUM)

TOTAL

56.7194
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CHART &: ANCHOR CAPACITIES (3/4" GAP)

ANCHOR DESIGN LOAD CAPACITY - PSF
EXT.(+) & INT.(-)
NOMINAL DIMS.(IN)| ~ TYPE "A" TYPE "B" TYPE "C" OR "D"

':Eg\ﬂ?r WIDTH A4 A5 B4 B5 C4 C5 D4
36 190 190 190 | 190 | 190 | 190 | 190

42 163 190 190 | 190 | 190 | 190 | 190

48 142 178 190 | 190 | 190 | 190 | 190

108 54 126 158 190 | 190 | 186 | 190 | 190
60 14 142 181 190 | 167 | 190 | 190

66 103 129 165 190 | 152 | 190 | 184

72 95 119 151 189 | 139 | 174 | 169

36 180 190 190 | 190 | 190 | 190 | 190

42 154 190 190 | 190 | 190 | 190 | 190

45 135 168 190 | 190 | 190 | 190 | 190

14 54 120 150 190 | 190 | 176 | 190 | 190
60 108 135 172 | 190 | 1586 | 190 | 190

66 286 122 I56 | 190 [ 144 | 180 | 175

72 20 Iz 143 179 | 132 | 165 | 160

36 171 190 190 | 190 | 190 | 190 | 190

42 146 183 190 | 190 | 190 | 190 | 190

45 128 160 190 | 190 | 185 | 190 | 190

120 54 14 142 181 190 | 167 | 190 | 190
60 102 128 163 | 190 | 150 | 1886 | 1862

66 93 e 146 | 185 [ 137 | 171 166

72 &5 107 136 [ 170 | 125 | 157 | 152

36 163 190 190 | 190 | 190 | 190 | 190

42 139 |74 190 | 190 | 190 | 190 | 190

|26 45 122 152 190 | 190 | 179 | 190 | 190
54 108 135 173 | 190 | 159 | 190 | 190

60 286 122 55 190 | 143 | 179 | 174

66 &9 (N 141 177 1130 | 163 | 158

36 155 190 190 | 190 | 190 | 190 | 190

42 133 166 190 | 190 | 190 | 190 | 190

132 46 (S 145 165 190 | 171 190 | 190
54 103 129 165 190 | 152 | 190 | 184

60 93 e 146 | 185 [ 137 | 171 166

66 &5 106 135 169 | 124 | 155 | 151

36 148 186 190 | 190 | 190 | 190 | 190

42 127 159 190 | 190 | 187 | 190 | 190

136 48 111 139 77 | 190 | 163 | 190 | 190
54 299 124 I56 | 190 | 145 | 182 | 176

60 &9 111 142 | 177 | 131 163 | 159

36 142 178 190 | 190 | 190 | 190 | 190

42 122 152 190 | 190 | 179 | 190 | 190

44 45 107 133 70 | 190 | 157 | 190 | 190
54 95 119 151 189 | 139 | 174 | 169

(210} &5 107 136 [ 170 | 125 | 157 | 152

36 137 171 190 | 190 | 190 | 190 | 190

42 117 146 167 | 190 | 172 | 190 | 190

150 45 102 128 163 | 190 | I50 | 188 | 182
54 91 14 145 181 134 | 167 | 162

(210} &2 102 131 163 | 120 | 150 | 146

3/4"

P MIN. EDGE DIST. P TYPICAL ANCHOR TYPICAL ANCHOR MIN. EDGE DIST. |
SEE SHEET E| SEE SHEET E|
FOR SPACING FOR SPACING
(o)
B o ,1/8" MIN.
S THK.
- | CONCRETE (o LSTL. STRUCTURE :
Lt = 4 K5 MIN
-
3 ) )
M 4
: :
[V 0
o =
3 3
13" 13" _/J\/_T 13" v
f——F | | 1 1 |
SN SR e il e 2
| | |
A4, B4, C4, D4 A4, B4, C4, D4
v e v |G TV =
/! /! | | /i/ /i/ /!u/ /!u/l
[ T By D T - I T R Bie
| | | | | [ | [ |
A5, B5, C5 A5, B5, C5

A4, B4,C4.,D4 - (4) ANCHOR TYPE "A", "'B" OR "C" OR "D" AT EACH SIDE OF MULLION OR JAMB
A5, B5,C5 - (5) ANCHOR TYPE "A", "B" OR "C" AT EACH SIDE OF MULLION OR JAMB

TYPICAL ANCHORS AT HEAD & SILL:

TYPE "A":

TYPE 'B":

TYPE "C":

TYPE 'D":

5/16" DIA. ULTRACON (Fu

3" MIN. EDGE DISTANCE

= 177 Kal, Fy = 155 K9l)
2" MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE

NOTE:

METAL STRUCTURE BY OTHERS TO BE
DESIGNED PROPERLY TO SUSTAIN THE
LOAD FROM GLAZING SYSTEM.

5/16" TEKS OR SELF DRILLING SCREW (GRADE 5) (Fu= 120 KSI, Fy=92 K9I)

3/8" DIA. DEWALT SCREW BOLT+ (Fu =

" MIN. EDGE DISTANCE

INTO /8" MIN. STEEL A36 MIN.

3/8" DIA. DEWALT SCREW BOLT+ (Fu =

|05 KSI, Fy = &4 K3I)

2" MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE

3" MIN. EDGE DISTANCE

3 1/4"

105 KSI, Fy = 54 KOI)
MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE
3" MIN. EDGE DISTANCE

2
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CHART 7: ANCHOR CAFPACITIES (1" GAF)

ANCHOR DESIGN LOAD CAPACITY-PSF
EXT.(+) ¢ INT.(-)
NOMINAL DIMS (IN) TYPE "A" OR "BB" TYPE "C" TYPE 'D"

;EIAG'\tA‘EF WIDTH A4 A5 BB4 C4 C5 D4 D5
36 lee 190 190 190 190 190 190

42 142 |78 190 190 190 190 190

45 124 156 190 190 190 190 190

10& 54 (| 138 190 174 190 190 190
60 100 124 190 156 190 168 190

66 91 I3 190 142 |78 171 190

72 &3 104 190 130 163 157 190

36 157 190 190 190 190 190 190

42 135 168 190 190 190 190 190

45 118 147 190 165 190 190 190

14 54 105 131 190 165 190 190 190
60 94 118 190 146 185 179 190

66 56 107 190 135 168 le2 190

72 79 295 190 124 154 149 |66

36 149 187 190 190 190 190 190

42 1286 160 190 190 190 190 190

45 2 140 190 176 190 190 190

120 54 100 124 190 156 190 166 190
60 20 e 190 141 176 170 190

66 &l 102 190 128 160 154 190

72 75 93 181 117 147 141 |77

36 142 |78 190 190 190 190 190

42 122 152 190 190 190 190 190

| 26 45 107 133 190 168 190 190 190
54 95 119 190 149 186 179 190

c0O &5 107 190 134 168 62 190

66 78 97 §525) 122 152 147 | 84

36 136 170 190 190 190 190 190

42 le 145 190 163 190 190 190

132 45 102 127 190 160 190 190 190
54 91 I3 190 142 178 171 190

60O o) 102 190 128 160 154 190

66 74 93 180 e 145 140 175

36 130 le2 190 190 190 190 190

42 (N 139 190 175 190 190 190

138 45 97 122 190 153 190 | 84 190
54 &7 10& 190 136 170 64 190

[210) 75 o7 189 122 153 147 | &4

36 124 156 190 190 190 190 190

42 107 133 190 168 190 190 190

44 45 93 17 190 147 163 |77 190
54 &3 104 190 130 163 157 190

c0O 75 93 18] L7 147 141 |77

36 19 149 190 |88 190 190 190

42 102 128 190 l6l 190 190 190

150 45 20 Iz 190 141 176 170 190
54 &0 100 190 125 156 151 188

60 72 90 |74 113 141 136 170

,MIN. EDGE DIST. |

. MIN. EDGE DIST. . TYPICAL ANCHOR TYPICAL ANCHOR
1 SEE SHEET E | SEE SHEET E|
FOR SPACING FOR SPACING
)
i T /16" MIN.
o = THK.
.. | CONCRETE [ L STL. STRUCTURE a
L fe = 4 KSI MIN. :
=zE ié
= >
y o o +, @ﬁ' +,
©) O
v o ~
w =
= >
& ul
‘) 5
3 VI I IVRENT- (R
—— | - o —
IF 777777 TI $ % [ T il [ T il %
[ [ | | [ | [ | |
A ‘s NOTE:

METAL STRUCTURE BY OTHERS TO BE
DESIGNED PROPERLY TO SUSTAIN THE
— LOAD FROM GLAZING SYSTEM.

1= o VT o
4 all s 1 £ all
I T R R T _ ? $ I T R T T 1 T R T T 1 $
| N L [ [ N
A5, C5, D5 A5, C5, D5

A4, BB4,C4,D4 - (4) ANCHOR TYPE "A", "B" OR "C" OR "D" AT EACH SIDE OF MULLION OR JAMB
A5, C5,D5- (5) ANCHOR TYPE "A", "C" OR "D" AT EACH SIDE OF MULLION OR JAMB

TYPICAL ANCHORS AT HEAD & SILL:

TYPE "A": 5/16" DIA. ULTRACON (Fu = 177 KSI, Fy = 155 K5l)
2" MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE
3" MIN. EDGE DISTANCE

TYPE "BB": 5/1&" TEKS OR SELF DRILLING SCREW (GRADE 5) (Fu=120 K5I, Fy=92 K95I)
INTO 3/1&" MIN. STEEL A36 MIN.
" MIN. EDGE DISTANCE

TYPE "C": 3/&" DIA. DEWALT SCREW BOLT+ (Fu = 105 K3I, Fy = 54 KSI)
2" MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE —liii
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TYPE "D": 3/&" DIA. DEWALT SCREW BOLT+ (Fu = 105 K5I, Fy = 84 K9lI)
3 1/4" MIN. EMBED DIRECTLY INTO fc'=4 KSI MIN. CONCRETE
3" MIN. EDGE DISTANCE
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TYPICAL ANCHOR
SEE SHEET Al

MIN. EDGE DIST. FOR SPACING
PERIMETER SEALANT _|
& BACKER ROD |[\"
o ) CONCRETE
%_
C?) _E

@_\ . /‘/—®
| —3/4" ACCESS HOLE
= @_\ //
¥ | #14555Ms, &' FROM ENDS
e S 1 ¢1e0cC
(BN Yo
N
s |l J 7
717\ DETAIL
5 \DLJ
O o '_ /\/ il I
0 O 914} 5
i L 4 G"
L O [T
2l B ~
é 1 - — VA - —
- #14 5.5 SMS, 6' FROM ENDS
@'\ " tie0cC.
3/8"-16 HEX HEAD
@ = "MACHINE SCREW
< TN
IR @
@\ - + /@
N 7 L@
/~2°\ DETAIL
<=
=
)=
- WETE s
0
PERIMETER—"" >
SEALANT & =
BACKER ROD MIN. EDGE DIST.

TYPICAL ANCHOR
SEE SHEET Al
FOR SPACING

PERIMETER SEALANT

¢ BACKER ROD

~

TYPICAL ANCHOR

SEE SHEET Al
FOR SPACING

STEEL STRUCTURE

MIN. EDGE

DISTANCE

3/4"
1M

4II

13

3/4”.

G.B.

DLO.H

9 EXTERIOR

FRAME HEIGHT

4"
O

.3/4”

G.B.

3/4"
'l MAK.

PERIMETER:
SEALANT ¢
BACKER ROD

CONCRETE

MIN. EDGE

DISTANCE

MIN.
EMBED.

TYPICAL ANCHOR
SEE SHEET Al
FOR SPACING

29

3/4" ACCESS HOLE

33

/17 DETAIL
Dl

OFTION

3/8"- 16X 1/2" HEX
HEAD MACHINE SCREW

9
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(2) 1/4" WEEP HOLES
AT 10" FROM ENDS

M.S BY AIR g
FERFORI\/\ANCE\
Al
I"X 7/8"X 1/8"
ALUM. ANGLE

/

N

/4" THK.
ALUCOBOND BACK
PANEL

ALUMINUM

PAN

I/4" SILICONE
JOINT ALL AROUND

#12 55 SMS,4" FROM ENDS
AND 10" O.C MAX

EXTERIOR

#14 55 SMS, 6'—~
FROM END ¢ 16" O.C.

3/4||

4“
I MAX.
ﬁ;) 3/4!

|
5

BOO®

&4 __3/8"-16 HEX HEAD
MACHINE SCREW

TYPICAL ANCHOR

SPACING

PERIMETER SEALANT —/
¢ BACKER ROD

CONCRETE

MIN. EDGE DIST.

| MIN:
EMBED

PERIMETER SEALANT
¢ BACKER ROD

L
0
—
()
Ry
m.
<
o
O
1<
%
) E £\
o CONCRETE

MIN. EDGE

t

DISTANCE

MIN.

/ SEE ELEVATION FOR

/17 DETAIL

D2

S

3/6"-1eX1 1/2" HEX

HEAD MACHINE SCREW

/3" DETAIL

D2

S

TYPICAL ANCHOR

SEE SHEET Al FOR

SPACING

'1.0117
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PANEL
/" 2"\ DETAIL
T MAX. GLASS AREA
@) 30FT2 ABOVE HOTIZONTAL
—
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INOTE: REINF.LENGTH =

FRAME HEIGHT - | 2" |
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e

/@ @@ | G & oL & e e
7 | g\ 7 § | | 7 g\ 7 § |
% (’é‘ | ) o ) ( |
| o |
EXT. PERIMETER
SILICONE DOW
CORNING 795 SEAL
. AND BACKER ROD
< < < < < EXT. PERIMETER
SILICONE DOW
: —CORNING 795 SEAL
3 ) ) ( ) (- AND BACKER ROD
e \ ' \ =
§ \ \ l
[c ) E
}.__
g@ \[[ )
=)
oY 3/4" 3/8" 3/8'
e ¢ cp EXTERIOR Cue L e EXTERIOR i3ne | |1 i3e | EXTERIOR
PERIMETER SEALANT SW. tT oW, SW. Y SW.
DC795% BACK ROD CHART 40 DLO.W 4 1/16" DLO.W 4 1/16" DLO.W
BELO ‘ ‘
F.W. F.W.
PRAME HEIGHT | MIN. GAP /17 DETAIL / 27\ DETAIL /2> OPTION
INCH INCH
CEVANT \03/ wmi 23/ M
<120 5/8
<150 3/4
#14 SMS (DAT 12" ) .
FROM ENDS 14 SMS (1)AT 12 #14 5SMS (1)AT 12
| FROM ENDS | | FRONﬂENDs_\\ //4i:> |
— | = . =~ |
, ) ) N nw )
Ef 4 | ) \Y | ¥ o ) ¥ |
= A
I o |
EXT. PERIMETER
, SILICONE DOW
< ‘J&£ s — CORNING 795 SEAL ‘4%% it —
) AND BACKER ROD
V]
< Vle < < < EXT. PERIMETER
<:>\\\ <:>\\ SILICONE DOW
— —EORNING 795 SEAL
4 ) ) (] ) ( )\ [ ) (i AND BACKER ROD
o | |
X X ]
EC € ) I E
(58 \[[ |2 )
)
‘ (ﬂ N ¢ 3/4" +— 3/8" N LITIITH
Lol G.B EXTERIOR Cae [ e EXTERIOR | 13/16" | 13/1¢6" EXTERIOR m\l}! Gplg,
PERIMETER SEALANT SW. Y SW. S.W. S.W. @T'RAT'O %
DC795¢ BACK ROD 41 DLO.W 4 1/16" DLO.W 4 1/16" DLO.W 585 kS
gg\msﬁ T %
SEE CHART F W [ W l 27/. 5
. . ! . . . * ] L]
/2> OPTION % :;. oS
(/ ")
/I \OPTION _ J2 /2™ OPTION \D3/ ALUM. REINF, ":,,é‘s's';a;{p.\—?o‘
D3
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\D3/ ALUM. REINF.
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. BAR

INOTE: REINF.LENGTH =

FRAME HEIGHT - 12" |

| "X4" ALUM. BAR
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SHIM TIGHT "5 /2" ALUM. BAR #14 SMS (1)AT 12" #14 SMS (1)AT 12" SHIM TIGHT OPTION
/@\ /_‘ /_@ / FROM ENDS FROM ENDS @\ /_@ /_@ WITHOUT SCREW ‘\ /-@ /@/.@
7 7 4 g‘ 4
. / /
O 2) ) (
EXT. PERIMETER
~ /5|L!CONE DOW EXT. PERIMETER
Te} CORNING 795 SEAL SILICONE DOW
{0 AND BACKER ROD 2 CORNING 795 SEAL
< e @_\ e @_\ / AND BACKER ROD
) (
g — N =
= ) )i
EC O‘"—DI = 4
8 q 3/8" 3/6"
—1/ 1 3/4" . .
RS ¢ ) EXTERIOR REZERERE EXTERIOR | 13/16 | 13/16 EXTERIOR
PERIMETER SEALANT SW. LAY S.W. ¢ S.W.
DC795¢ BACK ROD 4 DLO.W 41/16" DLO.W 4 1/16" DLO.W
SEE QHART ON FRAME WIDTH FRAME WIDTH |
SHEET 12 ' '
/17 DETAIL J3 2\ DETAL M3 /“ 2"\ OPTION M3
\D4/W/I'X 5 1/2"ALUM. \D4/ W/ 1"x4" ALUM. \D4/ Wy 1"4" ALUM.
BAR REINF. BAR REINF. BAR REINF.
#14 SMS (1)AT 12" |"X4" STL. BAR |"X4" STL. BAR
FROM ENDS /<:> | /4::>
| T = / | 7 =7 y
‘ ) ¥ | ) 7] ¢
| EXT. PERIMETER |
| SILICONE DOW
CORNING 795 SEAL
ALL POCKETS FACTORY > AND BACKER ROD > o TERMTER $
PLUGGED W/ SILICONE < L CORNING 795 SEAL
(TYP.) DOWSILL-795 AND BACKER ROD
wi
= ) ( ) (
é 2 \ ‘—‘_1\ \\ “;\
& = @ T
D L g
)]
o 3/8" 3/8"
] | 172 N |12 Wz
©-b EXTERIOR SW. ¢ SW. EXTERIOR SW. ¢ SW. L.....u... -
" n " E‘
4 DLO.W DLO.W. 41/16 DLO.W. 41/16 DLO.W. si @ "'Esé'rﬂmg 1
& @
SEE|CHAR] ON FRAME WIDTH | FRAME WIDTH | § z
SHEET 12 ' ' 5.4 2
/17 OPTION /2 OPTION M4 /2" OPTION M4 %Y
%
\04/ J4 W/ 1'X4" STL. BAR W/ 1'X4" STL. BAR %
REINF. REINF.
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[/4"X4" STL. BAR

3/6"'X4" STL. BAR

NOTE: REINF.LENGTH = FRAME HEIGHT - | 2"

1/4"X4" STL. BAR

39 6 38 5 12 41 6 5 )H43)A40)H42
¢ ¢

| |

| |

| | i

74" ACCESS
FOLE
< e
o) — L S i
é I IR &
= o [
m/_\H\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\\ (I i EESSEESSSEEESSEEEEEEEEEEEEEEENIEEEEEEEEEEE IHEEREREEEN RN REER R EREREEEREREERRRR RN (ALt ettt et ettt ettt i1l LD
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3/8“
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23 |

/4"

2“ .
MIN.

CONCRETE
=3ksi MIN.
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JAMB ANCHORS :

TYPE "A.J": 5/16" DIA. DEWALT ULTRACON (Fu = 177 K3I, Fy = 155 K9I)
WITH | 3/4" EMBED INTO 3000 PSI MIN. CONCRETE
ORINTO | 1/4"MIN. EMBED INTO HOLLOW BLOCK
OR INTO | 3/4" MIN. EMBED INTO GROUT FILLED BLOCK

TYPE "B.J": 5/16&" DIA. DRIL FLEX (TEKS) (GRADE 5) (Fu=120 KSI, Fy=92 K3I)
INTO 1/8" MIN. STEEL A36 MIN.

1/&" MIN. THICKNESS

i METAL STRUCTURE

/4"
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&

@\
Q\

SPACING
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I'1/4" MAX.
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ANCHOR TYPE A.J ANCHOR TYPE B.J
PANEL WIDTH | 3K5| CONCRETE [GROUT FILLED BLOCK| HOLLOW BLOCK |I/8" ALUM.| 1/8" ALUM. | 1/8" STL.
INCH 3/8" SHIM 3/8" SHIM 3/8" SHIM 1/4" SHIM

SPACING |16"0.C.|8"O.C. | 16"0.C.| 8" 0O.C. [16"0.C.| 80.C. | 16"0.C.|& O.C. 16" O.C.
36.0 190.0 | 190.0 | 148.0 | 190.0 | 116.0 | 190.0 | 190.0 | 190.0 190.0
42.0 190.0 | 190.0 | 126.9 | 190.0 | 99.4 190.0 | 190.0 | 190.0 190.0
48.0 190.0 | 190.0 | 111.0 | 190.0 | &7.0 174.0 | 173.3 | 190.0 190.0
54.0 174.7 | 190.0 | 98.7 190.0 | 77.3 154.7 | 154.0 | 190.0 190.0
60.0 157.2 | 190.0 | 88.8 177.6 | 69.6 139.2 | 138.6 | 190.0 190.0
66.0 1429 | 190.0 | &0.7 I61.5 | 63.3 126.5 | 126.0 | 190.0 190.0
72.0 I131.0 | 190.0 | 74.0 148.0 | 58.0 116.0 | 115.5 | 190.0 190.0
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BILL OF MATERIALS
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FAX. (305) 231-1103

325 WEST 74 PLACE, HIALEAH, FL 33014

TEL. (305) 231-1101

SYSTEM 3800 WINDOW WALL - LMI
CONTINENTAL GLASS SYSTEMS, INC.

UPDATE FBC 2023

ia
[=]

©
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ITEM PART DESCRIPTION MATERIAL
1 3800-0 | HEAD & SILL 6005-T5
2 3800-02 INTERMEDIATE 6005-T5
3 3800-03 GLAZING BEAD 6005-T5
4 3800-04 JAMB 6005-T5
5 3800-05 MALE MULLION 6005-T5
c 3800-06 FEMALE MULLION 6005-T5
7 3800-07 INTERIOR COVER 6063-T6
8 3800-08 ADJUSTER 6005-T5
9 3800-09 TOP ¢ BOTTOM FACE COVER 6005-T5
10 2800-22 SGD JAMB 6005-T5
] _ |" X 4" ALUM. REINF. ( ALUM. MULLION REINFORCEMENT) 606 1-T65 1 |
|2 : # 14X |"PH S5 SMS 5.5.
13 CGS5-02 GLASS SPACER, CENTRAL PLASTIC POLYPROPYLENE DURO 58 +/-5 SHORE A
| 4 ] SPACING GASKET, CENTRAL PLASTIC -
15 3000-06 ALT JAMB FEMALE 6005-65
16 _ 1"X 5 1/2" ALUM. REINF. ( ALUM. JAMB REINFORCEMENT) 606 1-T65 1 |
|7 _ |" X 4" STL. REINF. (STL. MULLION REINFORCEMENT) A36
E 3000- 14 REINFORCEMENT 6005-T5
19 _ |"X 4 1/2" STL BAR (SGD- FX REINF.) A50
20 ] 5/8" X 5" STL BAR (SGD-FX REINF.) A50
21 3000-15 JAMB REINFORCEMENT 6005-T5
22 3800-2 | MULLION REINFORCEMENT 6005-T5
23 3800-10 ANCHORED JAMB 6005-T5
24 SHEAR CLIP 6005-T5
25 SPACING GASKET,CENTRAL PLASTIC POLYPROPYLENE DURO 58 +/-5 SHORE A
26 SIKASIL 5G 500-CN/ SIKASIL SG- | 8/ DC9&3/ DC795 SILICONE
27 DC983/ DC995/ DC 1 2 | SILICONE
28 2800-93 ALUM. REINFORCE 6005-T5
29 3800-868 HORIZONTAL 6005-T5
30 3000-06 FEMALE 6005-T5
3 3800- 13 HORIZONTAL COVER 6005-T5
32 3800-12 HORIZONTAL 6005-T5
33 3800-Ill INTERIOR COVER 6005-T5
34 7/8" X 1"X 1/16" ALUM. ANGLES 4" LONG, @ |/4 POINTS 606 1-Te
35 #10X3/4" LG. PH-PH 5.M.S. 304 S/S ASSEMBLY SCREW STAINLESS STEEL
36 1/8" X 1/2" X 4" LG TPV &5 DURO TPV
37 #14" 14 X 2" LG. FH. 5.5. TEKS SECRW, (2) @6" FROM ENDS, (1) @ CENTER STAINLESS STEEL
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BILL OF MATERIALS

ITEM PART DESCRIPTION MATERIAL

36 - 3/8" X 4" STEEL BAR, FULL LENGTH STEEL A36
#12-14X1" LG. FH SDS DRILL - FLEX STALGARD GB (CW) (1) @&" FROM EACH

39 - ENDS ONE @ CENTER STAINLESS STEEL
/4" -14 X 2" LG. HWH SDS DRILL-FLEX STALGARD GB (CW), (1) @&" FROM EACH

40 - ENDS, (1) @ CENTER STAINLESS STEEL

41 - /4" X 4" STEEL BAR, FULL LENGTH STEEL A36

42 - #10X3/4" LG. PH-FH S.M.S. TYPE AB 300 SERIES 5SS (CW) STAINLESS STEEL

43 - /2" THICK ALUM PLATE | 2" LONG. ALUMINUM 606G | -T65 | |
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