NOTES:

1.

2.

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
REQUIREMENTS OF THE FLORIDA BUILDING CODE.

WOOD FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED TO PROPERLY
TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY OPENING IS THE
RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

1X BUCK OVER MASONRY/CONCRETE IS OPTIONAL.

WHERE SHIM OR BUCK THICKNESS IS LESS THAN 1—1/2" WINDOW UNITS MUST BE
ANCHORED THROUGH THE FRAME IN ACCORDANCE WITH MANUFACTURER'S PUBLISHED
INSTALLATION INSTRUCTIONS. ANCHORS SHALL BE SECURELY FASTENED DIRECTLY INTO
MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE MATERIAL.

WHERE WOOD BUCK THICKNESS IS 1—1/2" OR GREATER, BUCK SHALL BE SECURELY
FASTENED TO MASONRY, CONCRETE OR OTHER STRUCTURAL SUBSTRATE. WINDOW UNITS MAY
BE ANCHORED THROUGH FRAME TO SECURED WOOD BUCK IN ACCORDANCE WITH
MANUFACTURER'S PUBLISHED INSTALLATION INSTRUCTIONS.

WHERE 1X BUCK IS NOT USED DISSIMILAR MATERIALS MUST BE SEPARATED WITH APPROVED
COATING OR MEMBRANE. SELECTION OF COATING OR MEMBRANE IS THE RESPONSIBILITY OF
THE ARCHITECT OR ENGINEER OF RECORD.

BUCKS SHALL EXTEND BEYOND WINDOW INTERIOR FACE SO THAT FULL FRAME SUPPORT IS
PROVIDED.

SHIM AS REQUIRED AT EACH ANCHOR LOCATION WITH LOAD BEARING SHIM. SHIM WHERE
SPACE OF 1/167 OR GREATER OCCURS. MAXIMUM ALLOWABLE SHIM STACK TO BE 1/47.

SHIMS SHALL BE LOCATED, APPLIED AND MADE FROM MATERIALS AND THICKNESS CAPABLE
OF SUSTAINING APPLICABLE LOADS.

. WIND LOAD DURATION FACTOR Cd=1.6 WAS USED FOR WOOD ANCHOR CALCULATIONS.
. FRAME MATERIAL: EXTRUDED ALUMINUM 6005—T5.

. UNITS MUST BE GLAZED PER ASTM E1300—04/09, WITH SAFETY GLAZING.
. APPROVED IMPACT PROTECTIVE SYSTEM IS REQUIRED FOR THIS PRODUCT IN WIND BORNE

DEBRIS REGIONS.

. FOR ANCHORING THROUGH FRAME INTO WOOD FRAMING OR 2X BUCK USE #14 WOOD

SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE A 1 3/8" MINIMUM EMBEDMENT INTO
SUBSTRATE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

17.
18.

20.

REVISIONS

REV DESCRIPTION

DATE APPROVED

. FOR ANCHORING THROUGH FRAME INTO MASONRY/CONCRETE USE 1/47 ELCO CRETE—FLEX

WITH SUFFICIENT LENGTH TO ACHIEVE A 1 1/4” MINIMUM EMBEDMENT INTO SUBSTRATE

WITH 27 MINIMUM EDGE DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND
INSTALLATION DETAILS.

. FOR ANCHORING THROUGH FRAME INTO METAL STRUCTURE USE #14 SMS OR SELF

DRILLING SCREWS WITH SUFFICIENT LENGTH TO ACHIEVE & THREADS MINIMUM BEYOND
STRUCTURE INTERIOR WALL. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION
DETAILS.

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER'S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:
A. WOOD: MINIMUM SPECIFIC GRAVITY OF G=0.42

B. CONCRETE: MINIMUM COMPRESSIVE STRENGTH OF 2,000 PSI.

C. MASONRY: HOLLOW/FILLED BLOCK PER ASTM C90 WITH Fm=2,000PSI MINIMUM.

D. METAL STRUCTURE: STEEL 18CA (.048") FY=33KSI/FU=52KSI OR

ALUMINUM 6063—T5 FU=30KSI .048" THICK MINIMUM

. APPROVED CONFIGURATIONS: OX, XO, XX, OXXO, PX, XP, PXXP, PIX, XIP, PIXXIP, XIX, OIX,

X10, PIEX, XIIP, XIIX, OIIX, X0, PIIX, XlIP, OXO, OIXXI0, PHIXXIIP.

DOOR ASSEMBLIES INSTALLED WHERE OVERHANG RATIO IS EQUAL OR GREATER THAN
NOT REQUIRE WATER INFILTRATION RESISTANCE.

OVERHANG RATIO = OVERHANG LENGHT/OVERHANG HEIGHT.
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= 67 MAX

- (2) ANCHORS
/ PER LOCATION

1. FIXED PANEL SIZE: 49 5/8"x 117 1/2"
2. OPERABLE PANEL SIZE: 48 5/8"X 117 1/2"
3. MAXIMUM D.L.O.: 40 5/8" x 109 3/4"

REVISIONS

REV DESCRIPTION

DATE APPROVED

120"
F R AM E NO TES.'
HEIGHT @ » A and - H[ O
7 X | X
Va 7 7 Va
] Va 7 V Z
67 MAX == ]
% T T T T T T T T T T T T T T T T
SERIES 120/130/140 ALUMINUM SGD NON-IMPACT
EXTERIOR VIEW
FINLESS & FLANGE INSTALLATION
WITH 2 5/8" SILL EXTENDERS WITH 3 1/2" SILL EXTENDERS
DESIGN PRESSURE RATING IMPACT RATING DESIGN PRESSURE RATING IMPACT RATING
+45.0/-55.0PSF NONE +55.0PSF NONE

WHERE WATER PENETRATION RESISTANCE IS REQUIRED

WHERE WATER PENETRATION RESISTANCE IS REQUIRED

SEE CHART #1, SHEET 4 SEE CHART #2, SHEET 4

WITH 2 5/8" & 3 1/2" SILL EXTENDERS
DESIGN PRESSURE RATING IMPACT RATING

+55.0PSF NONE

WHERE WATER PENETRATION RESISTANCE IS NOT REQUIRED
SEE CHART #3, SHEET 4

(4) PANELS SHOWN. REFER TO NOTE 19, SHEET 1, AND SHEETS 5
AND 6 FOR APPROVED CONFIGURATIONS. INDIVIDUAL PANEL AREA
MUST NOT EXCEED 39.67 FT?

HARDWARE SCHEDULE

TANDEMROLLER ASSEMBLY, 2 PER PANEL, 8" FROMEACH END OF BOTTOM RAIL

w| >

(2) LOCKHANDLE, AT INTERIOR OR EXTERIOR OPERABLE PANEL JAMB STILE, 39" FROMBOTTOM RAIL

Ml WINDOWS AND DOORS LLC

650 WEST MARKET STREET

GRATZ, PA 17030

SERIES

NON—REINFORCED, NON—-IMPACT

ELEVATION

120/130/140 ALUMINUM SGD

DRAWN:

AR.

DWG NO.

08—-03230

REV

SCALE NTS

DATE 09 /18/18

SHEET 2

OF 28

L. ROBERTO LOMAS P.E.

1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 10/10/2018

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

, 127 ,
8” MAX r ua oc 6" MAX
| 67 MAX | |
: [ / (2) ANCHORS
PER LOCATION
| b~ V V Vi
| 167
\ MAX 0.C
\ i .
| ! 4 4 4 4
| HOOK STRIP
120" \ m) ANCHOR \ r NOTES
PER LOCATION Hﬂ :
HF E@MHET | <« <« <« X 1. FIXED PANEL SIZE: 49 5/8" x 117 1/2"
| P - | | | X L 2. OPERABLE PANEL SIZE: 48 5/8" x 117 1/2"
\ 3. MAXIMUM D.L.O.: 40 5/8" x 109 3/4"
\
. POCKET UNDER _ L
- SEPARATE // // // //
‘ APPROVAL
TO BE REVIEWED | |
| BY BUILDING y 4 y 4 V4 7
| OFFICIAL ;
| - L
6”7 MAX
- L - — — = f T T T T T T T T T T T T T T T
SERIES 120/130/140 ALUMINUM SGD NON-IMPACT \L
EXTERIOR VIEW HEAD AND SILL (2) ANCHORS
FINLESS & FLANGE INSTALLATION WITH HOOK STRIP PER LOCATION.
WITH 2 5/8" SILL EXTENDERS WITH 3 1/2" SILL EXTENDERS
DESIGN PRESSURE RATING IMPACT RATING DESIGN PRESSURE RATING IMPACT RATING
+45.0/-55.0PSF NONE +55.0PSF NONE
WHERE WATER PENETRATION RESISTANCE IS REQUIRED WHERE WATER PENETRATION RESISTANCE IS REQUIRED
SEE CHART #1, SHEET 4 SEE CHART #2, SHEET 4
WITH 2 5/8" & 3 1/2" SILL EXTENDERS SIGNED: 10/10/2018
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Chart #1
Maximum Design pressure (psf)
Units installed with 2 5/8" sill

Chart #3
Maximum Design pressure (psf)

REVISIONS

REV

DESCRIPTION

DATE APPROVED

For units installed where water penetration resistance is not required

Panel Single Panel Width (in)

Height 24.0 30.0 36.0 42.0 48.625 54.0
(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg | Pos | Neg
80.0 450 | 825 | 450 | 825 | 450 | 825 | 450 | 825 | 450 | 80.8 | 450 | 72.7
84.0 45.0 825 | 45.0 825 | 45.0 82.5 45.0 825 | 45.0 76.9 | 45.0 69.3
90.0 45.0 825 | 45.0 825 | 450 82.5 45.0 825 | 45.0 71.8 | 45.0 64.7
96.0 45.0 825 | 450 825 | 45.0 82.5 45.0 779 | 45.0 67.3 | 45.0 60.6
102.0 45.0 825 | 45.0 825 | 45.0 82.4 45.0 73.3 | 45.0 63.4 | 45.0 571
108.0 450 | 825 | 450 | 825 | 450 | 769 | 450 | 68.2 | 450 | 59.8 - -
114.0 45.0 825 | 450 825 | 45.0 72.1 45.0 63.8 | 45.0 56.7 - -
117.5 45.0 825 | 450 81.0 | 45.0 69.6 45.0 61.5 | 45.0 55.0 - -
120.0 45.0 | 825 | 45.0 | 791 450 | 675 | 45.0 | 58.6 - - - -
126.0 45.0 825 | 45.0 69.0 | 45.0 58.1 45.0 50.4 - - - -
132.0 45.0 743 | 45.0 59.9 | 45.0 50.4 436 | 43.6 - - - -
138.0 45.0 64.9 | 45.0 52.3 | 44.0 | 440 - - - - - -
144.0 45.0 571 450 | 46.0 38.6 38.6 - - - - - -

Chart #2
Maximum Design pressure (psf)
Units installed with 3 1/2" sill

Panel Single Panel Width (in)

Height 24.0 30.0 36.0 42.0 48.625 54.0
(in) Pos | Neg | Pos [ Neg | Pos [ Neg | Pos [ Neg | Pos | Neg | Pos | Neg
80.0 60.0 82.5 60.0 82.5 60.0 82.5 60.0 82.5 60.0 80.8 60.0 72.7
84.0 60.0 82.5 60.0 82.5 60.0 82.5 60.0 82.5 60.0 76.9 60.0 69.3
90.0 60.0 | 825 | 60.0 | 825 | 60.0 | 825 | 60.0 | 825 | 60.0 | 71.8 | 60.0 | 64.7
96.0 60.0 82.5 60.0 82.5 60.0 82.5 60.0 77.9 60.0 67.3 60.0 60.6
102.0 60.0 82.5 60.0 82.5 60.0 82.4 60.0 73.3 60.0 63.4 571 571
108.0 60.0 82.5 60.0 82.5 60.0 76.9 60.0 68.2 59.8 59.8 - -
114.0 60.0 82.5 60.0 82.5 60.0 721 60.0 63.8 56.7 56.7 - -
117.5 60.0 | 825 | 60.0 | 81.0 | 60.0 | 69.6 | 60.0 | 615 | 55.0 | 55.0 - -
120.0 60.0 82.5 60.0 79.1 60.0 67.5 58.6 58.6 - - - -
126.0 60.0 82.5 60.0 69.0 58.1 58.1 50.4 50.4 - - - -
132.0 60.0 | 743 | 599 | 599 | 504 | 504 | 43.6 | 436 - - - -
138.0 60.0 64.9 52.3 523 | 440 | 44.0 - - - - - -
144.0 57.1 571 46.0 | 46.0 38.6 38.6 - - - - - -

Panel Single Panel Width (in)
Height 24.0 30.0 36.0 42.0 48.625 54.0
(in) Pos | Neg | Pos | Neg | Pos | Neg | Pos [ Neg | Pos | Neg | Pos | Neg
80.0 825 | 825 | 825 | 825 | 825 | 825 | 825 | 825 80.8 | 80.8 | 72.7 | 72.7
84.0 825 | 825 | 825 | 825 | 825 | 825 | 825 | 825 | 769 | 769 | 69.3 | 69.3
90.0 825 | 825 | 825 | 825 | 825 | 825 | 825 | 825 718 | 71.8 | 64.7 | 64.7
96.0 825 | 825 | 825 | 825 | 825 | 825 | 779 | 779 | 67.3 | 67.3 | 60.6 | 60.6
102.0 825 | 825 | 825 | 825 | 824 | 824 733 | 73.3 | 634 | 634 | 571 57.1
108.0 825 | 825 | 825 | 825 | 769 | 769 | 68.2 | 68.2 59.8 | 59.8 - -
114.0 825 | 825 | 825 | 825 | 721 72.1 63.8 | 63.8 56.7 | 56.7 - -
1175 825 | 825 | 81.0 | 81.0 696 | 69.6 | 615 | 615 55.0 | 55.0 - -
120.0 | 825 | 825 | 79.1 791 675 | 67.5 | 58.6 | 58.6 - - - -
126.0 825 | 825 | 69.0 | 69.0 | 58.1 58.1 504 | 50.4 - - - -
1320 | 743 | 743 | 59.9 | 599 | 504 | 50.4 | 436 | 43.6 - - - -
138.0 649 | 649 | 523 52.3 | 44.0 | 440 - - - - - -
1440 | 571 57.1 46.0 | 46.0 | 386 | 38.6 - - - - - -
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REVISIONS

5/8” MIN.

REV ‘ DESCRIPTION DATE APPROVED
EDGE DISTANCE
WOOD FRAMING
OR 2X BUCK N |
BY OTHERS N % % ;
?»4? EMBB/ESDMEM&NT' 1 3/8" MIN. _1/47 MAX.
_ _ EMBEDMENT SHIM SPACE
BACKER ROD 1/4”7 MAX. S
& APPROVED ’ SHIM SPACE 5/8" INTERIOR
SEALANT
MIN.
EDGE —
DISTANCE Eﬁ:f
o T o #14 WOOD SCREW LI -«\\w\\\\\\ N il
— L
# 4%%2@ = EXTERIOR
— — — — EANNNLLTNNNNNTA \ I}
B ] U )
WOOD FRAMING J
OR 2X BUCK L
NOTES:
EXTERIOR 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
m 0 e 1 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE BACKER ROD
DESIGNED IN ACCORDANCE WITH ASTM E2112 & APPROVED
= SEALANT JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION
#14 WOOD SCREW
L= L=t — SILL TO BE SET
Iz @ 2 @ IN A BED OF
APPROVED SEALANT
BACKER ROD )
& APPROVED . ) 1/4” MAX.
SEALANT = SHIM SPACE
5 S I ( ‘ SIGNED: 10/10/2018
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REVISIONS

DESCRIPTION DATE APPROVED

5/8" MIN. REV
EDGE DISTANCE

METAL —
STRUCTURE | 1 /47 MAX,
BY OTHERS ~ SHIM SPACE
BACKER ROD { 1/47 MAX. J T ; — INTERIOR
& APPROVED SHIM SPACE 5/8
SEALANT MIN.
EDGE

DISTANCE

\ #14 SMS OR
SELF DRILLING
SCREW
#14 SMS OR
IR

EXTERIOR
SELF DRILLING
SCREWS
B ] LB ]
INTERIOR
EXTERIOR _
NOTES: METAL
: STRUCTURE
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, SV OTHERS
NOT SHOWN FOR CLARITY.
@ , M - 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE CACKER BOD
DESIGNED IN ACCORDANCE WITH ASTM E2112
B & APPROVED JAMB INSTALLATION DETAIL
SEALANT METAL STRUCTURE INSTALLATION

SCREW

b ] &fi n 414 SMS OR
/ SELF DRILLING

SILL TO BE SET
— IN A BED OF
APPROVED SEALANT

© [
o[

BACKER ROD
& APPROVED
SEALANT

1/4" MAX. SIGNED: 10/10/2018
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DWG NO.
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REVISIONS

2 3/167 MIN

1.1/4" MIN -

SEPARAT\ON EDGE DISTANCE REV DESCRIPTION DATE APPROVED
CONCRETE /MASONRY '
BY OTHERS ,
L 1/47 MIN. 11/4” MIN.
OPTIONAL 1X BUCK SR FMBEEDVENT ! 1/47 MAX.
SEE NOTES 3 — 7 i SHIM SPACE
SHEET 1 |
11/4”
BACKER ROD = 1/47 MAX. J MIN. e INTERIOR
& APPROVED K SHIM SPACE EDGE
SEALANT é‘% DISTANCE
© \ 1/4” ELCO W B I
CRETE-FLEX T — = ;
2 3/16” ' &
MIN
SEPARATION EXTERIOR
R ]
([ ] U | =
1/4” ELCO I
EXTERIOR INTERIOR CRETESTLEX
CONCRETE /MASONRY
Br OTHERS BACKER ROD
‘ ! & APPROVED
G G OPTIONAL 1X BUCK SEALANT
1ZaN] =aN] SEE NOTE 3 — 7
e e SHEET 1
7] o 1/4” ELCO
CRETE—FLEX
= JAMB INSTALLATION DETAIL
= = CONCRETE/MASONRY INSTALLATION
1| i SILL TO BE SET
3 @ H @ —h IN A BED OF
I i NOTES:
APPROVED SEALANT 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
- -~ NOT SHOWN FOR CLARITY.
. ]S el 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
SACKER ROD ) DESIGNED IN ACCORDANCE WITH ASTM E2112
& APPROVED T o 1/47 MAX. SIGNED: 10/10/2018
= = SHIM SPACE
SEALANT m ( -
i Ml WINDOWS AND DOORS LLC
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= = | GRATZ, PA 17030
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BY OTHERS - } 08-05230 7775 TONAL B\
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5/8” MIN.
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WOOD FRAMING
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NOTES:
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#14 WOOD SCREW

SILL TO BE SET
—4 IN A BED OF
APPROVED SEALANT

1/4” MAX.
( SHIM SPACE

>

WY,

!

7

A1)

Y

a1y

" | | JITIITT T
I,

T

by 3/8” MIN
EMBEDMENT

f

WOOD FRAMING /

OR 2X BUCK
BY OTHERS

(—

VERTICAL CROSS SECTION

WOOD FRAMING OR 2X BUCK INSTALLATION

5/8" MIN
FDGE DISTANCE

REVISIONS

REV ‘ DESCRIPTION DATE APPROVED
3/8” MIN. 1/4”7 MAX.
EMBEDMENT SHIM SPACE

5/8"

MIN.

EDGE
DISTANCE

| —

RIOR

| I P RTARARANA

MRV

%
=
yu=

#14 WOOD /]

SCREW

WOOD FRAMING J
OR 2X BUCK
BY OTHERS

i ‘
y=
M

-

BACKER ROD
& APPROVED
SEALANT
JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION
SIGNED: 10/10/2018
Ml WINDOWS AND DOORS LLC W,
650 WEST MARKET STREET Q\\ \‘53. N 4/4"//,
GRATZ, PA 17030 __..:; (;'EWg;('c~ da‘;/
S . -
SERIES 120/130/140 ALUMINUM SGD =% *=
NON—REINFORCED, NON—IMPACT = o=
3 TRACK FINLESS INSTALLATION DETAILS TAT o=
20 A &S
/DARARWM o 08-03230 = /4/&&§£9BEQ?:\\®§
R 77 JONAL BN
SCALE NTS DATE 09 /18/18 SHEET 10 OF 28 T
L. ROBERTO LOMAS P.E. .
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REVISIONS

DATE APPROVED

5/8"7 MIN. REV DESCRIPTION
EDGE DISTANCE

METAL —
STRUCTURE | 1/4” MAX.
BY OTHERS ] SHIM SPACE
BACKER ROD 1/47 MAX. J T ; —————— INTERIOR
& APPROVED SHIM SPACE 5/8
SEALANT , MIN.
\& FDGE
\ DISTANCE
#14 SMS OR
SELF DRILLING
SCREW
#14 SMS OR EXTERIOR
SELF DRILLING
SCREWS
INTERIOR
METAL
EXTERIOR STRUCTURE
NOTES: BY OTHERS
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
G 1 M 1 i 1 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112
L ; S
SELF DRILLING
SCREW
=T
= SILL TO BE SET BACKER ROD
] @ —f IN A BED OF & APPROVED
APPROVED SEALANT SEALANT JAMB INSTALLATION DETAIL
R METAL STRUCTURE INSTALLATION
(] P}
BACKER ROD
& APPROVED
SEALANT 47 MAX.
Wﬂ r SH/‘ M SIGNED: 10/10/2018
[ Ml WINDOWS AND DOOQORS LLC
650 WEST MARKET STREET
GRATZ, PA 17030 _:.:
S
/: | SERIES 120/130/140 ALUMINUM SGD =%
METAL NON—REINFORCED, NON—IMPACT =
STRUCTURE 3 TRACK FINLESS INSTALLATION DETAILS —_:
BY OTHERS 5/8" MIN. | =%
VERTICAL CROSS SECTION '~ £DGE DISTANCE ; DWG NO. 2%
METAL STRUCTURE INSTALLATION R. 08-03230

PATE 09 /18/18 SHEET 11 OF 28

L. ROBERTO LOMAS P.E. .
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REVISIONS

4 7/16” MIN 11/4" MIN.
SEPARATION EDGE DISTANCE ‘ REV DESCRIPTION DATE APPROVED
CONCRETE /MASONRY ‘
BY OTHERS .
/AT MIN. 1 1/4” MIN.
OPTIONAL 1X BUCK EMBE?MENT SMBEDVERT 1/47 MAX.
SEE NOTES 3 — 7 Ny SHIMESPACE
SHEET 1 | — p
‘ -
11/4” .
BACKER ROD ’ 1/4”" MAX. J MIN. T RS — INTERIOR
& APPROVED SHIM SPACE FDGE
SEALANT DISTANCE R
= v CJ
\ 5
1 / 4 3 F L C O — 4{7,\\‘\\\\\\\\\\\\‘“\\\\\\“\\\\\\\““&\:\\\‘ \
CRETE—FLEX J
v <
VW
NOTES: .
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, L3
NOT SHOWN FOR CLARITY. 4 7/16" !
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE MIN S
DESIGNED IN ACCORDANCE WITH ASTM E2112 SEPARATION T =
v
EXTERIOR INTERIOR Y
| <&\\\~\\§\\\*\\\~\\\~\\\\\“\~\\\*»mwmwm\\\ B
~ 4 E
[ L [ 1/4” ELCO o L
L | L | L || CRETE—FLEX . - -
L ELeo CONCRETE/MASONRY . }
CRETE—FLEX BT OTHERS PR BACKER ROD
THT Tﬁ THT & APPROVED
: 7l 7 | — SILL TO BE SET OPTIONAL 1X BUCK SEALANT
© © © IN A BED OF SEE NOTE 3 — 7
APPROVED SEALANT SHEET 1
BACKER ROD 5 JAMB INSTALLATION DETAIL
% APPROVED 1/47 MAX. CONCRETE/MASONRY INSTALLATION SIGNED: 10/10/2018
( SHIM SPACE
SEALANT -
Ml WINDOWS AND DOOQORS LLC
[ 650 WEST MARKET STREET
/ ; GRATZ, PA 17030
OPTIONAL 1% BUCK 4 4 a . SERIES 120/130/140 ALUMINUM SGD
SEE NOTE 3 — 7 5 Aﬂ 1 W/4” MIN N]ON_QEH\‘FORCEDs NON—-IMPACT
SHEET 1 s . ) EMBEDMENT 3 TRACK FINLESS INSTALLATION DETAILS TAT TS
s ; oo A7 ‘x ~‘:'
: . S
CONCRETE /MASONRY . } Pe e 0803250 /, ‘96“" OR\® ’\\C:\\\
BY OTHERS . . ik 7777 JONAL B
SEPARATION FDGE DISTANCE
L. ROBERTO LOMAS P.E. .
VERTICAL CROSS SECTION 1432 WOODFORD RD LEWISVILLE, NC 27023 LUHFSI_ R,\'ﬂ L.omgg';] Z'E'
434-688-0609  rllomas@Irlomaspe.com 0.

CONCRETE/MASONRY INSTALLATION



REVISIONS

5/8 MIN. REV ‘ DESCRIPTION DATE APPROVED

EDGE DISTANCE

WOOD FRAMING BN

OR 2X BUCK
BY OTHERS \\\\\

i

\

3

VAN

. ‘ 1.3/8” MIN. | . 1/47 MAX
<§i 13/87 MIN. EMBEDMENT SHIM SPACE
. _ EMBEDMENT T
_ ; ! ) — INTERIOR
~ | 5/8
BACKER ROD { 1/47 MAX J MIT
: EDGE -
& APPROVED SHIM SPACE DISTANCE lﬁé::fﬁ
SEALANT e
\ L PR I
#14 WOOD SCREW ) B =
#14 WoOD
SCREW EXTERIOR
WOOD FRAMING —/
OR 2X BUCK
BY OTHERS
INTERIOR SN
NOTES: j
EXTERIOR 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
- NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
e ] Mo ] e ] Me l DESIGNED IN ACCORDANCE WITH ASTM E2112 ]
#14 WOOD SCREW
~’—\£7 H:—': Tﬁ [ 7 7*\{1&7:*
C = =ty = — SILL TO BE SET
] @5 R @g ] @3 R @3 IN A BED OF
APPROVED SEALANT BACKER ROD JAMB INSTALLATION DETAIL
I~ -~ I~ & APSPERA?XE? WOOD FRAMING OR 2X BUCK INSTALLATION
BACKER ROD LK g BT [ =
& APPROVED
SEALANT J 1/4”7 MAX.
= i (SHM SPACE _
5 S i ‘ SIGNED: 10/10/2018
§ § ] NN \\u””f“
5—5 P s/e . Vgﬂ \}?Evifg thr\iETOSiFQRPESET - \\\\:\% Re OZ//"/
S S EMBEDMENT SANG e e E e A S
§> 4 GRATZ, PA 17030 §¢?\’\GEN&§?@’¢
¥ S ] . ff
| f SERIES 120/130/140 ALUMINUM SGD =%+ Ao, 6p51¢ -*
NON—REINFORCED, NON—IMPACT -=--o. 2 s.
W%%D ZFXRABMJEE 5/8" MIN 4 TRACK FINLESS INSTALLATION DETAILS =2 STATE OF G
- . -~
BY OTHERS VERTICAL CROSS SECTION EDGE DISTANCE — — — ’/,;%: ﬂOR\g?:.‘&
WOOD FRAMING OR 2X BUCK INSTALLATION AR, 08-03230 - /,/// f/bNAL 'g\\\\\\\\
SCALE NTS PATE 09/18/18 SHEET 13 OF 28 i
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METAL — |

STRUCTURE

BY OTHERS

BACKER ROD
8 APPROVED
SEALANT

EXTERIOR

BACKER ROD
& APPROVED
SEALANT

REVISIONS

1/4" MAX.
{ SHIM SPACE

Ml WINDOWS AND DOORS LLC

f 650 WEST MARKET STREET
GRATZ, PA 17030

METAL /

STRUCTURE
BY OTHERS

VERTICAL CROSS SECTION

METAL STRUCTURE INSTALLATION

5/8" MIN.
" EDGE DISTANCE

5/8” MH\/ REV DESCRIPTION DATE APPROVED
FDGE DISTANCE
L 1/47 MAX.
\ SHIM SPACE
i 58" INTERIOR
‘ ’ J MIN.
., FDGE
1/47 MAX.
SHIM SPACE DST$NCE
© © O] € \ 414 SMS OR
SELF DRILLING 414 SMS OR EXTERIOR
SCREW SELF DRILLING
SCREWS
METAL
LB ] LB ] LB J LB ] STRUCTURE
INTERIOR BY OTHERS
) I NOTES:
g = e = 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
- - - - - - 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
iy Iy T iy #14 SMS OR DESIGNED IN ACCORDANCE WITH ASTM E2112
SELF DRILLING
SCREW
=ty =l =l = SILL TO BE SET
3@ 3@ 3@ 3@ —) IN A BED OF
APPROVED SEALANT BACKER ROD JAMB INSTALLATION DETAIL
I~ I~ I~ & APPROVED METAL STRUCTURE INSTALLATION
ML N HLId g ElLd Tk B A/ Dﬁ SEALANT
SIGNED: 10/10/2018

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT

4 TRACK FINLESS INSTALLATION DETAILS

\\\\““H{”

/

DWG NO.
08-03230

DATE 09 /18/18

SHEET14 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
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4 7/16" MIN 1 1/4" MIN. REVISIONS

CONCRETE/MASONRY SEPARATION EDGE DISTANCE ‘« REV DESCRIPTION DATE APPROVED
BY OTHERS 2 2 7 » a? 2

“ I 1 1/4” MIN. L 1/47 MAX.
) < 1 1/4" MIN, EMBEDMENT SHIM SPACE
OPTIONAL 1X BUCK v EMBEDMENT
SEE NOTES 3 — 7\ i
SHEET 1 \
| e — INTERIOR
EDGE
‘ DISTANCE
BACKER ROD 1/4” MAX. =
& APPROVED SHIM SPACE
SEALANT I k A e
ug =
1/4” ELCO
CRETE—FLEX EXTERIOR
4 7/16" ]
MIN
SEPARATION

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112 = j

EXTERIOR INTERIOR
1/4” ELCO —/]
o A - o ! CRETE—FLEX .
! a P
CONCRETE/MASONRY/ Lo
—— R — —— S — BY OTHERS
Ca 2
o | | o | 7] 1/4” ELCO L
CRETE—FLEX Ca o
=t = =i = SILL 1O BE SET I BACKER ROD
] 3 : g ] 3 : g —h N A BED OF / f APPROVED
APPROVED SEALANT OPTIONAL 1X BUCK SEALANT
SEE NOTE 3 — 7
L1 K ST SHT e sheer 1 JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION
zA%EF; O@gg SWH/‘G” SEAAXCE SIGNED: 10/10/2018
SEALANT a ( -
e e o Ml WINDOWS AND DOORS LLC
OPTIONAL 1X BUCK = [ 650 WEST MARKET STREET
SEE NOTE 3 — 7 | GRATZ, PA 17030
SHEET 1 .
A . SERIES 120/130/140 ALUMINUM SGD
: oo, o . 4 IRPZLRVIS NON—REINFORCED, NON—IMPACT
“ 4 % S P EMBEDMENT 4 TRACK FINLESS INSTALLATION DETAILS TAT : ‘.:
s L7 i ] I v i : DWG NO. QOR\Q‘: ) S
g LAY’ R S R. 08-03230 ”//‘9&/0"‘ NN
CONCRETE /MASONRY IS A | LA p— DNE 09 /18/18  |S"EEl 15 OF 28 //”Hrﬁﬁh\\\‘\\
EORA SEPARATION FDGE DISTANCE 15
VERTICAL CROSS SECTION L. ROBERTO LOMAS P.E. Luis R. Lomas P.E.

1432 WOODFORD RD LEWISVILLE, NC 27023 FL No.: 62514
CONCRETE/MASONRY INSTALLATION 434-688-0609  rllomas@Irlomaspe.com 0.




WOOD FRAMING

5/8”" MIN.
EDGE DISTANCE

OR 2X BUCK |
BY OTHERS
3/8” MIN.
EMBEDMENT
}
BACKER ROD 1/4” MAX.J
& APPROVED SHIM SPACE
SEALANT
#14 WOOD SCREW
UG, ] U] ]
INTERIOR
EXTERIOR NOTES:
o ] ne ]
T ] &f' R
414 WOOD SCREW
=TT M=
I = | =l SILL TO BE SET
H @5 5 @g _— IN A BED OF
APPROVED SEALANT

BACKER ROD
& APPROVED
SEALANT

777

. 1/4” MAX.

(SF<M SPACE

!

YL

‘ l |7l7/|///|/lf’/’|//|/l|’l|7/|/ﬂ’”
L1IIITTEIT Y

by 3/8” MIN
EMBEDMENT

f

7;
¥

WOOD FRAMING 4///

OR 2X BUCK
ST OES VERTICAL CROSS SECTION

WOOD FRAMING OR 2X BUCK INSTALLATION

\
5/8" MIN
= EDGE DISTANCE

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

REVISIONS

REV DESCRIPTION

DATE APPROVED

3/8” MIN.

1 B 1/4” MAX.
EMBEDMENT ~ SHIM SPACE
) INTERIOR
5/8
MIN.
EDGE

DISTANCE

'

Ji=

414 woop —/|
SCREW

WOOD FRAMING J
OR 2X BUCK
BY OTHERS

BACKER ROD —

& APPROVED

w ‘
/o] %

JAMB INSTALLATION DETAIL

SEALANT WOOD FRAMING OR 2X BUCK INSTALLATION

Ml WINDOWS AND DOORS LLC

650 WEST MARKET STREET
GRATZ, PA 17030

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT

2 TRACK FLANGE INSTALLATION DETAILS

DRAWN:

AR.

DWG NO. REV
08-03230 -

SCALE

NTS PATE 09/18/18 SHEET1 6 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 10/10/2018

Luis R. Lomas P.E.
FL No.: 62514




METAL —

STRUCTURE
BY OTHERS

BACKER ROD
& APPROVED
SEALANT

EXTERIOR

BACKER ROD
& APPROVED
SEALANT

5/8" MIN.

EDGE DISTANCE

!

1/4” MAX. J

=)

SHIM SPACE

W
\\\#W4 SMS OR

SELF DRILLING
SCREW

INTERIOR

NOTES:

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

1 2.

SCREW

@f’ B 414 SMS OR
//SELF DRILLING

SILL TO BE SET
— IN A BED OF
APPROVED SEALANT

1/4" MAX.
{ SHIM SPACE

METAL J///

STRUCTURE
BY OTHERS

VERTICAL CROSS SECTION

METAL STRUCTURE INSTALLATION

f

REVISIONS

REV DESCRIPTION DATE APPROVED

_1/47 MAX.
SHIM SPACE

5/8”
MIN.
EDGE

DISTANCE

¢

INTERIOR

EXTERIOR

#14 SMS OR
SELF DRILLING
SCREWS

METAL
STRUCTURE
BY OTHERS

BACKER ROD
& APPROVED
SEALANT
JAMB INSTALLATION DETAIL

METAL STRUCTURE INSTALLATION

SIGNED: 10/10/2018

Ml WINDOWS AND DOORS LLC

650 WEST MARKET STREET
GRATZ, PA 17030

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT

2 TRACK FLANGE INSTALLATION DETAILS

\\\\““H{”

/

5/8” MIN.
= EDGE DISTANCE

DWG NO.
08-03230

SHEET »] 7 OF 28

DATE 09 /18/18

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023

FL No.: 62514
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REVISIONS

2 3/16" MIN

11/47 MIN. -

SEPARAT\ON EDGE DISTANCE REV DESCRIPTION DATE APPROVED
CONCRETE /MASONRY . !
BY OTHERS .
! 1 1/4" MIN. 1 1/4" MIN.
OPTIONAL 1X BUCK ) SR FMBEEDVENT | e /AT MAX,
SEE NOTES 3 — 7 [ SHIM SPACE
SHEET 1 |
1 1/4”
BACKER ROD 1/4”7 MAX. J MIN. —— INTERIOR
& APPROVED SHIM SPACE FDGE
SEALANT DISTANCE
\ 1/4” ELCO E N
CRETE—FLEX —— ———
2 3/16” @
MIN
SEPARATION EXTERIOR
LG B
U ] UG ] ]
1/47 ELCO S
CONCRETE/MASONRY/f :
EXTERIOR BY OTHERS - :
OPTIONAL 1X BUCK BACKER ROD
ne 1 e 1 SEE NOTE 3 — 7 & APPROVED
SHEET 1 SEALANT
éf - &if ] JAMB INSTALLATION DETAIL
1/4” ELCO CONCRETE/MASONRY INSTALLATION
= THT CRETE—FLEX
T 1 SILL TO BE SET
H @ H @ —h IN A BED OF NOTES:
APPROVED SEALANT 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
SHSET 8 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
R, = DESIGNED IN ACCORDANCE WITH ASTM E2112
& APPROVED famil L. SH/‘M SPACE SIGNED: 10/10/2018
SEALANT m ( -
1 L Ml WINDOWS AND DOOQORS LLC
Q—E [ 650 WEST MARKET STREET
OPTIONAL 1X BUCK — | > = ; GRATZ, PA 17030
SEE NOTE 3 — 7 E q § a P 4 SERIES 120/130/140 ALUMINUM SGD
SHEET 1 4 S <’ ’ 1 1/47 MIN NON—REINFORCED, NON—IMPACT
. -SRI P . EMBEDMENT 2 TRACK FLANGE INSTALLATION DETAILS TAT S
T <V 4 - 2 : A v ::‘
CONCRETE /MASONRY f ' DG NO. . 6\-595}?- c,\S“
BY OTHERS 08-03230 2,510 o
» » // NAL \\\
SEPARATION FDGE DISTANCE
VERTICAL CROSS SECTION 1432woo%ﬁgffggﬁéﬁ/’\@\jﬁ?/\/c 27023 Luis R. Lomas P.E.

CONCRETE/MASONRY INSTALLATION 434-688-0609  rllomas@Irlomaspe.com FL No.: 62514



5/8” MIN.

EDGE DISTANCE

WOOD FRAMING
OR 2X BUCK 4\\\\\\
BY OTHERS

#

3/8” MIN.
EMBEDMENT
l
BACKER ROD 1/4” MAX.J
& APPROVED SHIM SPACE
SEALANT

EXTERIOR

\ #14 WOOD SCREW

INTERIOR

NOTES:

#14 WOOD SCREW

SILL TO BE SET
—4 IN A BED OF

APPROVED SEALANT

BACKER ROD
& APPROVED
SEALANT

1/4” MAX.
(SF<M SPACE

>

WY,

!

a1y

" | | JITIITT T
I,

T

7

A1)

Y

by 3/8” MIN
EMBEDMENT

f

WOOD FRAMING 4///

OR 2X BUCK

ST OTHERS VERTICAL CROSS SECTION

WOOD FRAMING OR 2X BUCK INSTALLATION

(—

5/8" MIN
EDGE DISTANCE

WOOD FRAMING J

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.

1 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE

DESIGNED IN ACCORDANCE WITH ASTM E2112

REVISIONS

REV DESCRIPTION DATE APPROVED
3/8” MIN. | 1/4” MAX.
EMBEDMENT T SHIM SPACE
5/8" — INTERIOR
MIN.
EDGE
DISTANCE e

AN

y==y

J—— AN

J=

414 wooo /|
SCREW

OR 2X BUCK
BY OTHERS

=
=
M

BACKER ROD
R v JAMB INSTALLATION DETAIL
WOOD FRAMING OR 2X BUCK INSTALLATION
SIGNED: 10/10/2018
‘ N N Wiy
Ml WINDOWS AND DOORS LLC \\\\\"‘-..\: R. Lo{/’//,
650 WEST MARKET STREET Q \°, .0 Yy %
GRATZ, PA 17030 N GEN%%

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT
3 TRACK FLANGE INSTALLATION DETAILS

DRAWN: DWG NO. REV /{:%:9 :?OR\Q.‘: (3\'
A.R. 08-03230 - 4Z§W0hlieﬁ§&
SCALE NTS PATE 09/18/18 SHEET 19 OF 28 /”fl'lll'l.'\\\\
L. ROBERTO LOMAS P.E. .
Luis R. Lomas P.E.
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REVISIONS

5/8"7 MIN. REV DESCRIPTION DATE APPROVED
EDGE DISTANCE

METAL /
STRUCTURE | 1 /4" MAX
BY OTHERS ™ '~ sHiM sPace
BACKER ROD ‘ 1/47 MAX. J T ; — INTERIOR
& APPROVED SHIM SPACE 5/8
SEALANT , MIN.
< EDGE
\\\ DISTANCE
414 SMS OR
SELF DRILLING
SCREW
#14 SMS OR EXTERIOR
SELF DRILLING
SCREWS
INTERIOR
METAL
EXTERIOR STRUCTURE
NOTES: BY OTHERS
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
E 1 i N 0 \ 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112
SELF DRILLING
= SCREW BACKER ROD
) & APPROVED
s SILL TO BE SET
] @g i::jfin A BED OF SEALANT
APPROVED SEALANT JAMB INSTALLATION DETAIL
R METAL STRUCTURE INSTALLATION
ELEd/ g
BACKER ROD
& APPROVED
SEALANT 47 MAX.
wd/ i r SH/\M e SIGNED: 10/10/2018
p Ml WINDOWS AND DOORS LLC
650 WEST MARKET STREET
. GRATZ, PA 17030
4///;:: - SERIES 120/130/140 ALUMINUM SGD
METAL NON—REINFORCED, NON—IMPACT
STRUCTURE 5/8" MIN. 3 TRACK FLANGE INSTALLATION DETAILS
BY OTHERS .
VERTICAL CROSS SECTION ~ DGF DISTANCE ﬁ s

METAL STRUCTURE INSTALLATION

DATE 09 /18/18 SHEET 90 OF 28

L. ROBERTO LOMAS P.E. .
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4 7/16" MIN

11/4” MIN REVISIONS
EDGE DISTANCE ‘« REV DESCRIPTION DATE APPROVED

SEPARATION

CONCRETE /MASONRY :
BY OTHERS )
S L 1/4 MIN 1 1/4" MIN.
OPTIONAL 1X BUCK EMBE?MENT SMIBEDMERT 1/47 MAX.
SEE NOTES 3 — 7 SHIMSPACE
SHEET 1 |
11/4”
BACKER ROD ’ 1/47 MAX. J MIN. e INTERIOR
& APPROVED SHIM SPACE EDGE
SEALANT DISTANCE
|-
\W/ZL” ELCO ] 1
CRETE—FLEX —
NOTES: EXTERIOR
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS, 4 7/16"
NOT SHOWN FOR CLARITY. MIN
2. PERIMETER AND JOINT SEALANT BY OTHERS TOBE ~ SEPARATION
DESIGNED IN ACCORDANCE WITH ASTM E2112
INTERIOR
EXTERIOR . Y B
I B I 1/4" ELCO I
CRETE—FLEX " :
— — — — — — @
E@Ji E&Ji E@Ji .
1/4” ELCO CONCRETE/MASONRY
CRETE—FLEX BY OTHERS
o e e OPTIONAL 1X BUCK BACKER ROD
=t il =t SILL TO BE SET SEE NOTE 3 — 7 & APPROVED
J
] o ] & ] © IN A BED OF SHEET 1 SEALANT
APPROVED SEALANT
JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION
ECA%EEO@EB 1/47 MAX. SIGNED: 10/10/2018
( SHIM SPACE
SEALANT -
Ml WINDOWS AND DOORS LLC
[ 650 WEST MARKET STREET
OPTIONAL 1X BUCK — | | GRATZ, PA 17030
SEE NOTE & — 7/ 4 4 ‘ . SERIES 120/130/140 ALUMINUM SGD
SHEET 1 } 4 1 1/47 MIN NON—REINFORCED, NON—IMPACT
. SR ) EMBEDMENT 3 TRACK FLANGE INSTALLATION DETAILS TAT TS
o < i : DWG NO. Z &QOR\D.‘: C’\\S‘
— 08—03230 2, SIONAL T2
CONCRETE/MASONRY .4 7/16" MIN . 1 1/47 MN DATE 09 /18 /18 SHEET 51 OF 28 /’/:'H.'nm\\\\\
3Y OTHERS SEPARATION EDGE DISTANCE

VERTICAL CROSS SECTION 15 wocs, FOEERTO LOUAS PE. 023 Luis R. Lomas P.E.

CONCRETE/MASONRY INSTALLATION 434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




WOOD FRAMING
OR 2X BUCK
BY OTHERS

BACKER ROD
& APPROVED
SEALANT

BACKER ROD
& APPROVED
SEALANT

WOOD FRAMING
OR 2X BUCK
BY OTHERS

N
-

e

\

\\\\\\\\“‘\\l\\l\\\\\l\\'

5/8"

EDGE DISTANCE

!

AN
DAY

REVIS

IONS

MIN. REV \

DESCRIPTION

DATE APPROVED

A\

S

ANV \\\\\\\\\\\“\\\\\\\‘l

\

\ #14 WOOD SCREW

#14 WOOD /|

SCREW

WOOD FRAMING J

i ; INTERIOR
|-

3/8" MIN. | 1/4"7 MAX.
3/8" MIN. EMBEDMENT SHIM SPACE
EMBEDMENT T
| \ 5/8”"
|
. EDGE
SHIM SPACE DISTANCE ] Eﬁ
*7* P ANNNRINN NS NNN i I

P -

VERTICAL CROSS SECTION
WOOD FRAMING OR 2X BUCK INSTALLATION

= EDGE DISTANCE

DRAWN:
AR.

DWG NO.

08—-03230

REV

SCALE NTS

DATE 09 /18/18

SHEET22 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023

434-688-0609

rllomas@Irlomaspe.com

SIGNED: 10/10/2018

OR 2X BUCK
BY OTHERS
INTERIOR S ANNNNNNNNNNVAN VNN i
NOTES: _—
EXTERIOR 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
- NOT SHOWN FOR CLARITY.
2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
ne 1 e 1 ne 1 = 1 DESIGNED IN ACCORDANCE WITH ASTM E2112 L
#14 WOOD SCREW
"_‘f, Hj_r, Tﬁﬁﬁi [ 7 i\ﬁﬁf:f
M JDIL M JDIL — SILL TO BE SET
3@ 5@ 3@ 5@ IN A BED OF
APPROVED SEALANT BACKER ROD JAMB INSTALLATION DETAIL
& APPROVED
WOOD FRAMING OR 2X BUCK INSTALLATION
= C = & ® =) = C = = ?) = SEALANT
_/ 1/47 MAX.
e E SHIM SPACE
— I Ml WINDOWS AND DOORS LLC
N N
5 S CMBEDMENT 650 WEST MARKET STREET
f»‘ GRATZ, PA 17030
‘ ? SERIES 120/130/1]40 ALUMINUM SGD
/ NON—REINFORCED, NON—-IMPACT
5/8” MIN 4 TRACK FLANGE INSTALLATION DETAILS

\\\\““H{”

/

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS
5/877 MIN. REV DESCRIPTION DATE APPROVED
EDGE DISTANCE
‘ﬂ _1/47 MAX.
SHIM SPACE
METAL —
STRUCTURE | T INTERIOR
BY OTHERS o 5/8" INTERIOR
’ MIN.
BACKER ROD 1/47 MAX. J DE?%%CE
& APPROVED SHIM SPACE
SEALANT |
\\\#W4 SMS OR
SELF DRILLING #14 SMS OR EXTERIOR
SCREW SELF DRILLING
SCREWS
e ) o) o) po
METAL
U5 IR | IR ) STRUCTURE
INTERIOR BY OTHERS
Famm VL L ANJANNANAN I@
EXTERIOR
I ) ) I NOTES:
g = e = 1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
NOT SHOWN FOR CLARITY.
a& = = a& e a& . a& = = 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
Y] ] Y] ] #14 SMS OR DESIGNED IN ACCORDANCE WITH ASTM E2112 —
SELF DRILLING
SCREW b
gkl ey Rl (el
=ty =) =) = — SILL TO BE SET
] @3 ] @9 ] @g ] @3 IN' A BED OF
APPROVED SEALANT BACKER ROD JAMB INSTALLATION DETAIL
- I~ N & APPROVED METAL STRUCTURE INSTALLATION
ik g [ BTl SIS ST I SEALANT
BACKER ROD [j
& APPROVED
1/47 MAX. SIGNED: 10/10/2018
F4E5'77ﬁﬂ44 { SHIM SPACE -
Ml WINDOWS AND DOORS LLC
650 WEST MARKET STREET

SEALANT
]

GRATZ, PA 17030

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT
4 TRACK FLANGE INSTALLATION DETAILS

\\\\““H{”

/

METAL J///
5/8 MIN. —— : DWG NO.
R. 08-03230

STRUCTURE
ST OTHERS ™ EDGE DISTANCE
VERTICAL CROSS SECTION
DATE 09 /18/18 SHEET 93 OF 28
L. ROBERTO LOMAS P.E. lLuis R. Lomas P.E.

METAL STRUCTURE INSTALLATION
1432 WOObFORD RD LEWISVILLE, NC 27023 R
434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




REVISIONS

4 7/16" MIN 11/47 MIN.
CONCRETE /MASONRY SEPARATION EDGE DISTANCE ‘ REV DESCRIPTION DATE APPROVED
BY OTHERS A, 7 < S a° 2 .
a2 e , : I 1 1/4” MIN. . 1/47 MAX.
¥ IRPZEEN EMBEDMENT SHIM SPACE
. EMBEDMENT
1
OPTIONAL 1X BUCK \
SEE NOTES 3 — 7 N | 11/4 e INTERIOR
SHEET 1 EMD‘CN;E
DISTANCE
BACKER ROD 1/4” MAX. =
& APPROVED SHIM SPACE
SEALANT l A
s F
©) ©) 1/47 ELCO
CRETE—FLEX EXTERIOR
4 7/16" T
MIN
SEPARATION L
s@% ﬁﬁ s[?—, — NOTES:
1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,
Iz Iz IE NOT SHOWN FOR CLARITY.
" i 2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE —
DESIGNED IN ACCORDANCE WITH ASTM E2112 5
EXTERIOR INTERIOR /
1/4" ELCO
] i ] CRETE—FLEX
& IC & G
CONCRETE /MASONRY
E——— i S = BY OTHERS L
T e ber TeT -
1/4" ELCO ‘
= == = == CRETE—FLEX - /?
. g : @ . g s g / ‘SN‘LLA TBOEDBEOFSET OPTIONAL 1X BUCK BACKER ROD
APPROVED SEALANT oEE NOTESiEE}? & APSPEFZOLXE?
1A e A s A e A JAMB INSTALLATION DETAIL
CONCRETE/MASONRY INSTALLATION
ECA%EF;OSEB 1/47 MAX. SIGNED: 10/10/2018
SHIM SPACE
SEALANT m ( -
[T | A i Ml WINDOWS AND DOORS LLC
S i 650 WEST MARKET STREET
OPTIONAL 1X BUCK — i CRATZ, PA 17050
SEE NOTE 5 — 7/ v ) 4 a 4 s SERIES 120/130/140 ALUMINUM SGD
SHEET 1 p 2 R R . 4 1 1/47 MIN NON—REINFORCED, NON—IMPACT
as 4 B S s ., EMBEDMENT 4 TRACK FLANGE INSTALLATION DETAILS TAT TS
2 . L9 ) > J < * DWG NO. ﬁOR\“‘: N S
4 N 4 < / 6‘ LI C"\\
08-03230 %, 6‘;0 VN
CONCRETE,/MASONRY 4 7/16" MIN ERIERYIN — — //’Hfﬁﬁ‘ﬁ\\\\\
BY OTHERS SEPARATION ~ EDGE DISTANCE 09/18/18 24 OF 28

VERTICAL CROSS SECTION
CONCRETE/MASONRY INSTALLATION

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

Luis R. Lomas P.E.

FL No.: 62514



3/8” MIN.
EMBEDMENT

WOOD FRAMING
/////7 OR 2X BUCK
) BY OTHERS

#14 wooD
SCREW

HOOK STRIP

INTERIOR

T

b

; z / PANEL INTERLOCK

EXTERIOR

HOOK STRIP (M-2533) INSTALLATION

METAL STRUCTURE

2X BUCK/WOOD FRAMING

BY OTHERS \\\\\\ H

VALY
#14 SELF DRILLING —

SCREW

HOOK STRIP

INTERIOR

5/8" MIN.
EDGE DISTANCE

ld

EXTERIOR

/ PANEL INTERLOCK

HOOK STRIP (M-2533) INSTALLATION

METAL STRUCTURE

5/8” MIN.
EDGE DISTANCE

#14 WoOD
SCREW

HOOK STRIP

INTERIOR

3/8” MIN.

EMBEDMENT

BY OTHERS

5/8" MIN.
EDGE DISTANCE

EXTERIOR

HOOK STRIP (M-2534) INSTALLATION

2X BUCK/WOOD FRAMING

METAL STRUCTURE

BY OTHERS \ H

#14 SELF DRILLING
SCREW

HOOK STRIP

5/8” MIN.
EDGE DISTANCE

INTERIOR

EXTERIOR

PANEL INTERLOCK

HOOK STRIP (M-2534) INSTALLATION

METAL STRUCTURE

WOOD FRAMING
///////7 OR 2X BUCK

REV

REVISIONS

DESCRIPTION

DATE APPROVED

NOTES:

NOT SHOWN FOR CLARITY.

1. INTERIOR AND EXTERIOR FINISHES, BY OTHERS,

2. PERIMETER AND JOINT SEALANT BY OTHERS TO BE
DESIGNED IN ACCORDANCE WITH ASTM E2112

/ PANEL INTERLOCK

Ml WINDOWS AND DOORS LLC

650 WEST MARKET STREET
GRATZ, PA 17030

SIGNED: 10/10/20

SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT

HOOK INSTALLATION DETAILS

DRAWN:
AR.

DWG NO.

08—-03230

SCALE NTS

DATE 09 /18/18 SHEET D5 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

FL No.: 62514

A y ~‘-L“
REV /6\6‘ <{OR\O% G\\Q'

Luis R. Lomas P.E.

18




11/4” MIN.
EMBEDMENT
1X BUCK, OPTIONAL
BY OTHERS, ‘o
1X BUCK TO BE s e
PROPERLY SECURED ; MASONRY /CONCRETE
4 ELCO BY OTHERS
CRETE—FLEX
HOOK STRIP 1 1/4" MIN.
EDGE DISTANCE
INTERIOR [ .
EXTERIOR

HOOK STRIP (M-2533) INSTALLATION
MASONRY/CONCRETE

REVISIONS

REV DESCRIPTION

DATE APPROVED

1 1/4” MIN.
FMBEDMENT
1X BUCK, OPTIONAL .
BY OTHERS, 2
1X BUCK TO BE a | v
PROPERLY SECURED Y MASONRY /CONCRETE
) BY OTHERS
1/4” ELCO p r
CRETEFLEX\\\\\Q 9
& 1 1/4” MIN.
HOOK STRIP ) g EDGE DISTANCE

INTERIOR

PANEL INTERLOCK

-

EXTERIOR

HOOK STRIP (M-2534) INSTALLATION
MASONRY/CONCRETE

Ml WINDOWS AND DOORS LLC
650 WEST MARKET STREET

GRATZ, PA 17030
SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—-IMPACT
HOOK INSTALLATION DETAILS & GLAZING DETAIL
DRAWN: DWG NO. REV
AR. 08—-03230 -

SCALE NTS PATE 09/18/18 SHEET 26 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 10/10/2018

Luis R. Lomas P.E.
FL No.: 62514




REVISIONS

REV ‘ DESCRIPTION DATE APPROVED
6 1/16"

T L L iy

FRAME HEAD 2TRACK, FINLESS

FRAME JAMB 2TRACK, FINLESS FRAME SILL 2TRACK
ALUMINUM 6005-T5 (M-2520) ALUMINUM 6005-T5 (M-2523) ALUMINUM 6005-T5 (M-2522)
8 9/32"
| 8 9/32” | | 8 9/32"

T I I I I O I N )

15/8
o
FRAME HEAD 3TRACK, FINLESS FRAME JAMB 3TRACK, FINLESS FRAME SILL 3TRACK
ALUMINUM 6005-T5 (M-2520) ALUMINUM 6005-T5 (M-2523) ALUMINUM 6005-T5 (M-2522)
-2 1/4" o
9 15/16” 1 25/327 = 112 -
[ [ [ ( B 7
1.21/32”
——
4 5 23/32 4 3/8"
FRAME HEAD 4TRACK, FINLESS
ALUMINUM 6005-T5 (M-2520)
Tﬂgl e |
9 15/16" —1 )
P | J @_1_
PANEL STILE PANEL TOP RAIL 4-PANEL ADAPTER
1 11/18” ALUMINUM 6005-T5 (M-2502) ALUMINUM 6005-T5 (M-2500) ALUMINUM 6005-T5 (M-2518)
3 /47
| | . - / SIGNED: 10/10/2018
FRAME JAMB 4TRACK, FINLESS R S — i
ALUMINUM 6005-T5 (M.2523) 3/4" Ml WINDOWS AND DOOQORS LLC \\\\“‘{ i”f/
650 WEST MARKET STREET ~C§95 -o :9
=T GRATZ, PA 17030 §' . \GEN% oz
15/16 i ) SERIES 120/130/140 ALUMINUM SGD é? y k=
 — 31/2 NON—REINFORCED, NON—IMPACT = EAW =
ﬂ 2 5/8” ﬂ COMPONENTS =32 TAT - =
1 5/8 DRAWN: DWG NO. REV / 6\6‘ “ZOR\Q."‘ §
B L o AR. 08-03230 - ‘QZJWOQALQNGQ\
o - SCALE NTS PM509/18/18 SHEET 27 OF 28 i
FRAME SILL 4TRACK 25/8"SILL EXTENDER 3 1/2" SILL EXTENDER e —— ,
ALUMINUM 6005-T5 (M-2522) ALUMINUM 6063-T5 .062" THICK ~ ALUMINUM 6063-T5 .062" THICK 1432 WOODFORD RD LEWISVILLE, NC 27023 Luis R. Lomas P.E.
434-688-0609  rllomas@Irlomaspe.com FL No.: 62514




FRAME HEAD 2TRACK, FLANGE

ALUMINUM 6005-T5 (M-2520)

8 9/32”

2 3/16”

Wﬁ e

FRAME HEAD 3TRACK, FLANGE

ALUMINUM 6005-T5 (M-2520)

9 15/16”

c———
[ ——————

FRAME HEAD 4TRACK, FLANGE

ALUMINUM 6005-T5 (M-2520)

9 15/16"

FRAME JAMB 2TRACK, FLANGE

ALUMINUM 6005-T5 (M-2523)

o

REVISIONS

REV DESCRIPTION

DATE APPROVED

8 9/32"

o

o

21/32”

FRAME JAMB 4TRACK, FLANGE

‘ »‘ 7/8" ‘« |
R I
17473
HEAD/JAMB FILLER

ALUMINUM 6005-T5 (M-2523)

ALUMINUM 6063-T5 (M-2512)

»
‘¢w $‘

e
1

2 3/16"

SILL SNAP-IN ROLLER TRACK

ALUMINUM 6063-T5 (M-2511)

H

o

FRAME JAMB 3TRACK, FLANGE

ALUMINUM 6005-T5 (M-2523)

—~f 1.15/16" =

7/8"

PANEL INTERLOCK
ALUMINUM 6005-T5 (M-2503)

-1 1/27
M7¢32" q Y

f

INTERLOCK COVER
ALUMINUM 6005-T5 (M-2504)

ﬂ ‘«9/32”

1 3/32"

%

GLAZING BEAD
ALUMINUM 6063-T5 (M-2505)

{ 2 3/16"
Ml WINDOWS AND DOORS LLC
650 WEST MARKET STREET
GRATZ, PA 17030
SERIES 120/130/140 ALUMINUM SGD
NON—REINFORCED, NON—IMPACT
COMPONENTS

DRAWN: DWG NO. REV
A.R. 08—03230 —~
SCALE NTS DATE 09 /18/18 SHEET 28 OF 28

L. ROBERTO LOMAS P.E.
1432 WOODFORD RD LEWISVILLE, NC 27023
434-688-0609  rllomas@Irlomaspe.com

SIGNED: 10/10/2018

Uy
aw /7
\\Q\% R {-04,

%2'%@

Luis R. Lomas P.E.
FL No.: 62514
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