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1618 Sliding Door (XXO) - Fin Install TP 1618 Sliding Door (XXO) - Finless Install
Maximum Size: 144" x 96" Maximum Size: 144" x 96"
Design Pressure: +35/-50 psf (without sill extender) Design Pressure: +35/-50 psf (without sill extender)
Design Pressure: +/- 50 psf (with sill extender) Design Pressure: +/- 50 psf (with sill extender)
NOTES:

1. Installations depicted satisfy the requirements of the Florida Building Code, Building 8th V  Through-Frame Anchor at Interior Track
Edition (2023) for design wind pressures and overall sizes noted. ]

2. Wood bucks, wood framing, steel stud framing, concrete and concrete masonry are by others Y Through-Frame Anchor at Exterior Track
and shall be designed by the architect or engineer of record to resist the loads imparted to o Mounting Fin Anchor
them.

3. Wood buck strips and wood frames are assumed S-P-F (G=0.42) or denser. Buck width shall | Twistin Strap Anchor
be greater than the frame width. Tapered or partial width buck strips are not allowed. -

4. Concrete masonry installations are assumed at least ASTM C90 normal weight hollow 1618 Slldlng Door - non Impact
masonry gnlts with a 1-1/4 Xvall thlcknfass or normal weight concrete with a minimum Elevations and Notes
compressive strength of f'c = 3,000 psi.

5. Metal stud frames are assumed to be a minimum 18 gauge 33 KSI steel. e e has been dal \\\\“\\“\\_\\[‘)“.”g%/”’/o,

6. Wood screws shall be corrosion resistant and meet the requirements of ANSI/ASME B18.6.1 e arileilod bEMHaY \s‘\\\g ?’\oENsé\%:"’//, Ml Windows and Doors

7. Tapcon masonry anchors shall have a minimum embedment of 1-1/2" or full penetration of =Tl & S VN 65868@ $2 702 W. Market S
concrete masonry unit shell. They shall also have a minimum of 2" edge distance. Install e = *: > k2 . Market St.
concrete masonry anchors per manufacturer's installation instructions. e 2R il TS Gratz, PA 17030

8. TEKS screws shall be corrosion resistant and shall be ASTM A510 Grade 1018 or CONTENTS: must be veriied on any 2 Qu. STATE 0'; éu\s: ]
equivalent. electronic copies. /’4,/,,6" /‘..QB,\.‘.)-?-/'\;\;Q\\\\\‘\ Drawing No.: 27488.02-1002

. . . . . " . . : 7 N .
ey T3 ana o Sheet vt ana s prpgemre UGISS | project No.: 27488.02-107-16
: - : ee nstallation to Woo FL REG 37122 .00 nA . . .

10. Products are not impact resistant and require approved protection devices if used in Sheet 3 Installation to Steel Stud 1410 Eden Road ARSI 10060 -05 00 Drawn By: MDS Rev: - Date: 12/11/23
wind-borne .deb_rls regions. . Sheet 4 Installation to Concrete or CMU \7(:’:.(51?6132102 .

11. Not for use in High Velocity Hurricane Zone (HVHZ). Sheet 5 Accessories &M Scale: NTS Sheet 1 of 5
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