
Intertek

TEST REPORT

A
/k

Architectural Testing

Report No.: E4545.04-801-44

Rendered to:

GLASSCRAFT DOOR COMPANY

Houston, Texas

PRODUCT TYPE: Inswing and Outswing 8'0" Triple Fiberglass Door Glazed

SERIES/MODEL: Inswing and Outswing 8'0" Triple Fiberglass Door Glazed
In-Swing (Specimen #1) Out-Swing (Specimen #2)

Title

Design Pressure
Uniform Load Structural Test Pressure

ftii'ir=E#1
u*.0*.*'*10®0*eoue'#0**@..0****"*0.0

Texas Firm F-11869

@A*RE,
Digitally Signed by: John H. Waskow

2015.08.12 16:09:52 -05'00'

Summary of Results

Test Specimen #1 Test Specimen #2

+2400 Pa (+50.14 psf) +2400 Pa (+50.14 psf)

+3600 Pa (+75.19 psf) +3600 Pa (+75.19 psf)

tfuvY/;(f/*
< 1 ·/C E N.e ..Y. <b

'' No. 72012 )1
jul=

S•*. STATE OF .<*S

%&·22*3©»:
'/4//111111,30

214 Fip
Digitally Signed by: Tyle,Westarling

2015.08.12 11:22:18 -07'00'

Reference must be made to Report No. E4545.04-801-44, dated 07/13/15 for complete test
specimen description and detailed test results.

2865 Market Loop
Southlake, TX 76092

www.archtest.com . www. intertek.com/building
p. 817.410.7202
f. 717.764.4129



Intertek
A

Architectural Testing

1.0 Report Issued To:

2.0 Test Laboratory:

3.0 Project Summary:

Glasscraft Door Company
2002 Brittmoore Street

Houston, Texas 77043

Intertek-ATI

1909 10th Street

Plano, Texas 75074

(469) 814-0687

Test Report No.: E4545.04-801-44

Report Date: 07/13/15

Revision 1: 08/10/15
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3.1 Product Type: Inswing and Outswing 8'0" Triple Fiberglass Door Glazed

3.2 Series/Model: Inswing and Outswing 8'0" Triple Fiberglass Door Glazed (Inswing
is specimen #1; Outswing is specimen #2).

3.3 Compliance Statement: Results obtained are tested values and were secured by

using the designated test method(s). Test specimen description and results are
reported herein.

3.4 Test Dates: 01/22/2015 - 01/23/2015

3.5 Test Record Retention End Date: All test records for this report will be retained

until January 23, 2019.

3.6 Test Location: Architectural Testing, Inc. test facility in Southlake, Texas.

3.7 Test Sample Source: The test specimens were provided by the client.

Representative samples of the test specimens will be retained by Architectural
Testing for a minimum of four years from the test completion date.

3.8 Drawing Reference: The test specimen drawings have been reviewed by

Architectural Testing and are representative of the test specimen(s) reported
herein. Test specimen construction was verified by Architectural Testing per the

drawings located in Appendix A. Any deviations are documented herein or on the

drawings.

3.9 List of Official Observers:

Name

Clint Barnett

Company
Intertek-ATI
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4.0 Test Method(s}:
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ASTM E 330-02, Test Method for Structural Performance of Exterior Windows, Curtain

Walls and Doors by Uniform Static Air Pressure Difference.

5.0 Test Specimen Description:

5.1 Product Sizes:

Test Specimens #1 and #2:
Overall Area:

8.2 n12
millimeters

(87.80 ft21

Overall size 3278

Double Door

Double Door

Unglazed Leaf
Double Door

Glazed Leaf

Single Door
With Sidelite

Single Door
Glazed Leaf

Single Door Side
Lite

1892

914

902

1353

914

356

Width

inches

129

74-1/2

36

35-1/2

53-1/4

36

14

Height

millimeters

2489

2438

2438

2438

2489

2438

2438

The following descriptions apply to all specimens.

5.2 Frame Construction:

Frame Member

Head and jambs

Threshold

All corners

Material

Fiberglass

Aluminum-clad vinyl

composite with extruded
vinyl trim

Joinery Type

Screwed partial rabbet

inches

Description

1-1/4" x 4-5/8" cross section

98

98

96

96

98

96

96

6" wide with slope towards exterior.

Detail

Secured with four #9 x 3" wood screws
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5.0 Test Specimen Description: (Continued)

5.3 Panel Construction:

Frame Member

All members

All corners

5.4 Weatherstripping:

Glass

Type

Description

U-shaped foam-filled vinyl

gasket with kerf insert

Five fin rubber door sweep

Material

Fiberglass

joinery Type

Glued

Quantity

1 Row

1 Row
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Description

Fiberglass panels filled with foam

Detail

Panels were backed with foam

Location

Shoulder of the jambs and header

Threshold face of leaf

5.5 Glazing: No conclusions of any kind regarding the adequacy or inadequacy of the
glass in any glazed test specimen(s) can be made.

1"IG

Spacer Type

1/2"
Aluminum

box

Location

Glazed Doors

Side Lite

Interior

Lite

1/8"

Ternpered

Quantity

2

1

Exterior

Lite

1/8"

Tempered

Glazing Method

Exterior wet glazed

Daylight Opening
millimeters inches

521 x 1600

178 x 1600

5.6 Drainage: Sloped threshold was utilized.

20-1/2 x 63

7 x 63

Glass Bite

0.50"

0.50"
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5.0 Test Specimen Description: (Continued)

5.7 Hardware:

Description

Door hinge

3 point lock set

Strike plate

Flush Bolt

Quantity

12

2

12

4
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Location

12" and 28" from bottom; 9" and 34-1/2" from top;
attached with two #9 x 3" and two #9 x 1" wood screws

Inserted into lock stile of operable leaf, secured with

nine #8 x 3" wood screws at 7-3/8", 14-1/4", 17-9/16",
26-5/16", 45-13/16", 55-13/16", 62-3/16", 65-7/16"

and 72-3/4" from bottom
On lock jamb in line with 3 point lock and dead bolt;
secured with two #9 x 3" wood screws each

Top and bottom of each operable door leaf

5.8 Reinforcement: No reinforcement was utilized.

6.0 Installation:

The specimen was installed into a Spruce-Pine-Fir wood buck. The rough opening

allowed for a 1/2" shim space. A 2 x 10 was placed at the center of the buck to separate
the double door from the single door with a sidelite.

Location

Jambs

Head and

threshold

Anchor Description

#9 x 3" wood screws

#9 x 3" wood screws

Anchor Location

12" from corners and center; through

top and bottom mounting holes of hinges

4" from corners, 12" on center thereafter


