NOTES:

1.

o0

10.

1.

12.

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
REQUIREMENTS OF THE FLORIDA BUILDING CODE.

WOOD FRAMING, METAL FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED
TO PROPERLY TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY OPENING IS
THE RESPONSIBILITY OF THE ARCHITECT OR ENGINEER OF RECORD.

THESE INSTALLATION INSTRUCTIONS ARE FOR THE MUHLER RECESSED TRIM SYSTEM ONLY.
FENESTRATION OR OTHER PROTECTIVE SYSTEMS MUST HAVE THEIR OWN SEPARATE
APPROVAL.

RECESSED TRIM SYSTEM MUST BE INSTALLED AS SHOWN HEREIN AND IN ACCORDANCE WITH
THE MANUFACTURER'S INSTALLATION INSTRUCTIONS.

SELECTION OF FENESTRATION AND PROTECTIVE SYSTEMS IS THE RESPONSIBILITY OF THE
ARCHITECT OR ENGINEER OF RECORD.

RECESSED TRIM SYSTEM IS IMPACT RATED AND DOES NOT REQUIRE IMPACT PROTECTION IN
WIND BORNE DEBRIS REGIONS.

WIND LOAD DURATION FACTOR Cd=1.0 WAS USED FOR WOOD ANCHOR CALCULATIONS.
RECESSED TRIM MATERIAL: EXTRUDED RIGID PVC.

FOR ANCHORING INTO WOOD FRAMING OR 2X BUCK USE #10 WOOD SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 1/47 MINIMUM EMBEDMENT INTO SUBSTRATE. LOCATE
ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO METAL STRUCTURE USE #8 SMS OR SELF DRILLING SCREWS WITH
SUFFICIENT LENGTH TO ACHIEVE 3 THREADS MINIMUM BEYOND STRUCTURE INTERIOR WALL.
LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

FOR ANCHORING INTO CONCRETE OR GROUT FILLED BLOCK USE 3/16" TAPCONS WITH
SUFFICIENT LENGTH TO ACHIEVE A 1 3/47 MINIMUM EMBEDMENT INTO SUBSTRATE WITH 1
1/47 MINIMUM EDGE DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND
INSTALLATION DETAILS.

FOR ANCHORING INTO HOLLOW BLOCK MASONRY USE 3/16" TAPCONS WITH SUFFICIENT
LENGTH TO ACHIEVE A 1 1/4” MINIMUM EMBEDMENT INTO SUBSTRATE WITH 2" MINIMUM
EDGE DISTANCE. LOCATE ANCHORS AS SHOWN IN ELEVATIONS AND INSTALLATION DETAILS.

13.
14.

15.

17.

REVISIONS

REV DESCRIPTION DATE APPROVED

ALL FASTENERS TO BE CORROSION RESISTANT.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR
MANUFACTURER'S INSTALLATION INSTRUCTIONS AND ANCHORS SHALL NOT BE USED IN
SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BELOW:
A. WOOD: MINIMUM SPECIFIC GRAVITY OF G=0.42

B. CONCRETE: MINIMUM COMPRESSIVE STRENGTH OF 2,000 PSI.

C. MASONRY: GROUT/FILLED BLOCK PER ASTM C90 WITH Fm=2,000 PSI MINIMUM.

B. METAL STRUCTURE: STEEL 18GA (.048") FY=33KSI/FU=52KSI OR

WOOD STRUCTURAL PANELS WITH A MINIMUM THICKNESS OF 7/16” AND A SPAN OF NO

MORE THAN 8" MAY BE USED WITH THIS SYSTEM FOR BUILDINGS WITH A MEAN ROOF
HEIGHT OF 45" OR LESS WHERE THE ULTIMATE WIND SPEED IS 180MPH OR LESS.

. SELECTION OF IMPACT PROTECTION COVERINGS IS THE RESPONSIBILITY OF THE ARCHITECT

OR ENGINEER OF RECORD.
PRODUCT APPROVAL.
IMPACT PROTECTION COVERINGS MUST BE ANCHORED TO RECESSED TRIM USING REMFORM
SCREW OR 1/47 X 1=1/4" HH SCREW OR #12 X 1-1/2" HH ROOF SCREW OR #10 X
1—1/2" TRUSS HD SCREW AS SHOWN IN INSTALLATION DETAILS. SPACING OF INSTALLATION
SCREWS MUST BE IN ACCORDANCE WITH THIS DOCUMENT OR IMPACT PROTECTION SYSTEM
PRODUCT APPROVAL.

IMPACT PROTECTION COVERINGS MUST HAVE THEIR OWN

SIGNED: 11/13/2020

THE MUHLER COMPANY

630 SKYLARK DRIVE SUITE U
CHARLESTON , SC 29407/
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REVISIONS

REV DESCRIPTION DATE APPROVED
SEE CHART #1
FOR HORIZONTAL
37 MAX —=] = SPACING — | 37 MAX
ANCHORS INTO
BUILDING
= —l —l = — Chart #1
\ Maximum design pressure (psf)
Vertical . . .
R Horizontal spacing (in)
RECESSED TRIM spacing
(in) 20 | 60 | 90 | 95 [12.0]15.0 ] 18.0 [ 21.0 ] 24.0
/ 21.0 | 750|750 750|750 75.0| 75.0 | 75.0 | 75.0 | 75.0
240 | 750750 750|750 75.0| 75.0 | 75.0 | 75.0 | 68.9
/ 300 | 750|750 750|750 75.0| 75.0 | 73.4 | 63.0 | 55.1
/ 360 | 750|750 750|750 75.0| 73.4| 61.2| 525 | 45.9
420 | 750|750 75.0| 75.0 | 75.0 | 63.0 | 52.5 | 45.0 | 39.3
480 | 750|750 750 750|689 551|459 39.3 | 34.4
540 | 750750 750|750 61.2| 49.0 | 40.8 | 35.0 | 30.6
60.0 | 750|750 734|696 | 55.1| 44.1 | 36.7 | 315 | 275
66.0 | 750 75.0|66.8|63.3 | 50.1| 40.1 | 33.4 | 286 | 25.0
CHASRETE 4 720 |750]|75.0(61.2] 580/ 459(36.7| 306] 262 23.0
FOR 780 | 750|750 565]|535(424[339]282]242](21.2
VERTICAL 840 |750]|750]525(49.7]393]315([26.2]225]19.7
SPACING 900 |750]|734(490|464]367|294]|245]21.0( 184
96.0 |750]|689]|459|435(34.4[275]230] 197172
/ FENESTRATION 1020 | 750|648 432409324259 216]185]( 16.2
/ / SYSTEM 108.0 | 750|61.2| 408 387(306]|245]204]175]|15.3
/ BY OTHERS 1140 |750]|580(387[366]29.0] 232 193] 166 -
1200 | 750]|55.1|36.7|348]|275]22.0[ 184|157 -
126.0 | 750]|525]350(33.1]262]21.0]175] - -
1320 |750]50.1|334(316]250(200][167] - -
1380 | 719479319 303]24.0( 192 160] - -
1440 |689]459]306(29.0[230]184]153] - -
1500 |66.1|44.1| 204278220 176 - - -
IMPACT PROTECTIVE
SYSTEM
- - - - - & ANCHORS
T I T I T
1T 1/27 MAX ——f |=— SEE CHART #1 ] ~— 1 1/27 MAX
FOR HORIZONTAL SIGNED: 11/13/2020
SPACING
THE MUHLER COMPANY
RECESSED TRIM INSTALLATION 630 SKYLARK DRIVE SUITE U
EXTERIOR VIEW CHARLESTON , SC 29407
PROTECTIVE SYSTEM NOT SHOWN FOR CLARITY
SEE CHART #1 FOR RATINGS AND SPACINGS RECESSSED TRIM
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REVISIONS

§ RECESSED TRIM FENESTRATION SYSTEM ANCHORS INTO BUILDING REV DESCRIPTION DATE APPROVED
11/2 BY OTHERS
| MAX _ $
?“““‘::i. I 37 MAX
SEE CHART #2 ] ~ |
FOR VERTICAL TS SEE CHART #2
SPACING I ! FOR VERTICAL
SPACING
IMPACT PROTECTIVE 44////i: ~ ~
SYSTEM ANCHORS i T
¢ ol 37 MAX
11727 1 f
MAX SEE CHART #2

FOR HORIZONTAL SPACING

RECESSED TRIM INSTALLATION
EXTERIOR VIEW
PROTECTIVE SYSTEM NOT SHOWN FOR CLARITY
SEE CHART #2 FOR RATINGS AND SPACINGS.

Chart #2
Maximum design pressure (psf)
Verti_cal Horizontal spacing (in)
spacing

(in) 21.0 | 24.0 | 30.0 | 36.0 | 42.0 | 48.0 | 54.0 | 60.0 | 66.0 | 72.0 | 78.0 | 84.0 | 90.0 | 96.0 | 102.0 | 108.0 | 114.0 | 120.0 | 126.0 | 132.0 | 138.0 | 144.0 | 150.0
4.0 75.0| 75.0| 75.0| 75.0| 75.0 | 75.0 | 75.0| 75.0 | 75.0| 75.0 [ 75.0| 75.0 [ 75.0| 75.0| 750 | 75.0 | 75.0 [ 75.0 [ 75.0 | 75.0 | 71.9 | 68.9 | 66.1
6.0 75.0| 75.0| 75.0| 75.0| 75.0 | 75.0 | 75.0| 75.0 | 75.0 | 75.0 [ 75.0| 75.0 | 73.4 | 689 | 64.8 | 61.2 | 58.0 [ 551 | 6525 | 50.1 | 47.9 | 45.9 | 441
9.0 75.0| 75.0] 75.0| 75.0| 75.0| 75.0 | 75.0| 73.4| 66.8| 61.2 [ 56.5| 52.5| 49.0| 459 | 43.2 | 408 | 38.7 | 36.7 | 350 [ 33.4 | 31.9 | 30.6 | 294
9.5 75.0| 750 75.0] 75.0]| 75.0| 75.0 | 75.0 | 69.6 | 63.3 | 58.0 [ 53.5| 49.7 | 464 | 43.5| 409 | 38.7 | 36,6 | 348 | 33.1 | 31.6 | 30.3 | 29.0 | 27.8
12.0 75.0| 75.0| 75.0| 75.0| 75.0 | 689 | 61.2| 55.1| 50.1| 459 424 ]| 39.3| 36.7| 344 | 324 | 306 | 29.0 | 275 | 26.2 | 25.0 | 24.0 | 23.0 | 22.0
15.0 75.0| 75.0| 75.0| 73.4| 63.0| 55.1| 49.0| 44.1| 40.1| 36.7 [ 33.9| 315|294 | 275| 269 | 245 | 232 | 220 | 21.0 [ 200 | 19.2 | 184 | 176
18.0 75.0| 750|734 61.2| 525|459 40.8| 36.7| 33.4| 306 28.2] 26.2|245]23.0| 216 | 204 | 193 | 184 [ 175 | 16.7 | 16.0 | 15.3 -

21.0 75.0| 75.0| 63.0| 52.5| 45.0| 39.3| 35.0| 31.5| 286 | 26.2 | 242|225 21.0]19.7| 185 | 17.5 | 16.6 | 157 - - - - -

24.0 75.0| 68.9| 55.1| 459 39.3|34.4(306|275|250]|23.0(21.2]|19.7| 184|172 16.2 | 1563 - - - - - - -

SIGNED: 11/13/2020

THE MUHLER COMPANY
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1/27 MIN REVISIONS

EDGE D‘STANCE REV DESCRIPTION DATE APPROVED
1 1/4” MIN
EMBEDMENT
#10 WOOD SCREW — | - i
D _ 1 1/4” MIN. EDGE DISTANCE INTO CONCRETE
EXTERIOR e ‘\ 2” MIN. EDGE DISTANCE INTO MASONRY
‘ WOOD FRAMING
OR 2X BUCK |
BY OTHERS 3/16” TAPCON
RECESSED 1 3/4”
TRIM FENESTRATION SYSTEM ) MIN
INTERIOR
= CONCRETE/
MASONRY
RECESSED TRIM INSTALLATION . BY OTHERS
WOOD FRAMING OR 2X BUCK TRIM
IMPACT PROTECTION NOT SHOWN FOR CLARITY FENESTRATION SYSTEM
CAP BY OTHERS
7/16” MIN INTERIOR
FDGE DISTANCE
48 SMS OR
SELF DRILLING T
SOREW RECESSED TRIM INSTALLATION
MASONRY/CONCRETE
EXTERIOR
/ METAL STRUCTURE NOTES:
RECESSED BY OTHERS 1.  SEPARATION BETWEEN FENESTRATION GLASS
ey AND IMPACT PROTECTIVE SYSTEM TO BE IN
ACCORDANCE WITH PROTECTIVE SYSTEM
APPROVAL AND LIMITATIONS.
CAP FENESTRATION SYSTEM ]
ANl SIGNED: 11/13/2020
THE MUHLER COMPANY
INTERIOR 630 SKYLARK DRIVE SUITE U
CHARLESTON , SC 29407
RECESSSED TRIM
D
RECESSED TRIM INSTALLATION HARGE ALD WAL MISSILE IMPACT
METAL STRUCTURE
IMPACT PROTECTION NOT SHOWN FOR CLARITY WG NO.
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REVISIONS

REV DESCRIPTION DATE APPROVED

1 1/4” MIN
RECESSED EMBEDMENT
TRIM
1/2” MIN
#10 WOOD SCREW ED ( EDGE DISTANCE
®) —/—
— 1 3/47 MIN
f EMBEDMENT
ﬂ WOOD FRAMING
CAP OR 2X BUCK RECESSED ,
EXTERIOR m \ BY OTHERS TRIM 4
a <
FENESTRATION SYSTEM 3/16" TAPCON ’
H — BY OTHERS , . |
INTERIOR = (m— A .
’ 1 1/4” MIN. EDGE DISTANCE INTO CONCRETE
: 2”7 MIN. EDGE DISTANCE INTO MASONRY
RECESSED TRIM INSTALLATION CAP t
WOOD FRAMING OR 2X BUCK ﬂ Q
IMPACT PROTECTION NOT SHOWN FOR CLARITY
EXTERIOR MASONRY /CONCRETE
o BY OTHERS
Hf ) FENESTRATION SYSTEM
INTERIOR BY OTHERS
RECESSED
TRIM
= 7/16” MIN RECESSED TRIM INSTALLATION
#8 SELF DRILLING MASONRY/CONCRETE
EDGE DISTANCE
SCREW IMPACT PROTECTION NOT SHOWN FOR CLARITY
\ METAL STRUCTURE
CAP BY OTHERS NOTES:
EXTERIOR 1. SEPARATION BETWEEN FENESTRATION GLASS
SAETEE 5 AND IMPACT PROTECTIVE SYSTEM TO BE IN
FENESTRATION SYSTEM ACCORDANCE WITH PROTECTIVE SYSTEM
— BY OTHERS APPROVAL AND LIMITATIONS.
INTERIOR SIGNED: 11/13/2020
THE MUHLER COMPANY
RECESSED TRIM INSTALLATION 630 SKYLARK DRIVE SUITE ‘U

METAL STRUCTURE CHARLESTON , SC 29407

IMPACT PROTECTION NOT SHOWN FOR CLARITY RECESSSED TRIM
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EXTERIOR SIDING
BY OTHERS

RECESSED
TRIM

il

1

1/4” MIN

| EMBEDMENT

WOOD FRAMING
OR 2X BUCK
BY OTHERS

1/2" MIN
f FDGE DISTANCE

EXTERIOR SIDING
BY OTHERS

RECESSED
TRIM

A T
[VRNANANANANANANA

REVISIONS

REV DESCRIPTION DATE APPROVED

METAL STRUCTURE
BY OTHERS

7/16" MIN

f FDGE DISTANCE

® —/
#10 WOOD SCREW f #8 SMS OR *
SELF DRILLING
EXTERIOR INTERIOR SCREW INTERIOR
- EXTERIOR
FENESTRATION SYSTEM /7 | /' L
BY OTHERS FENESTRATION SYSTEM
BY OTHERS
RECESSED TRIM INSTALLATION RECESSED TRIM INSTALLATION NOTES:
WOOD FRAMING OR 2X BUCK METAL STRUCTURE 1. SEPARATION BETWEEN FENESTRATION GLASS
RETRO OR NEW CONSTRUCTION ON SIDING RETRO OR NEW CONSTRUCTION ON SIDING AND IMPACT PROTECTIVE SYSTEM TO BE IN
(W/FACINGS) SURFACE MOUNTED (W/FACINGS) SURFACE MOUNTED ACCORDANCE WITH PROTECTIVE SYSTEM
27 MIN. APPROVAL AND LIMITATIONS.
EMBEDMENT BRICK EXTERIOR
/ BY OTHERS
EXTERIOR
/|
RECESSED INTERIOR
TRIM -
3/16” TAPCON \ |
T 1/4” MIN.
FENESTRATION SYSTEM | EDGE DISTANCE
BY OTHERS
f SIGNED: 11/13/2020
THE MUHLER COMPANY
% BUCK 630 SKYLARK DRIVE SUITE U
BY OTHERS CHARLESTON , SC 29407
i RECESSSED TRIM
LARGE AND SMALL MISSILE IMPACT
INSTALLATION DETAILS
DWG NO.
08-03618
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REVISIONS

REV DESCRIPTION DATE APPROVED
RECESSED TRIM ngéggmg%ﬁ EXTERIOR FINISH
7V///BY OTHERS
EXTERIOH ' | 3/16” TAPCON
2”7 MIN. M
EDGE DISTANCE
BRICK VENEER 1 7/8" MIN
FENESTRATION SYSTEM S OTHERS EMBEDMENT
BY OTHERS A RECE§§§B \\\\\\\\\\
PANELMATE — [FE
W/W\NGMNAEE E ?m h.. 3/4” MIN
“ W\\ )mises ) DNUANERNRS © EDGE DISTANCE
INTERIOR P } | \\\\¥
//// CAP*/////// [lfﬂi\i] WOOD FRAMING
OR 2X BUCK
CONCRETE BLOCK //////// N oF OTHERg
BY OTHERS
RECESSED TRIM INSTALLATION IMPACT %FiOEETCHTE‘%g EEN%ELFEARTS\ON SYSTEM
BLOCK BEFORE EXTERIOR FINISH
SEE NOTES 14 — 16
INTERIOR
SHEET 1 EER
RECESSED TRIM o e D1/47 MIN. EXTERIOR FINISH RECESSED TRIM INSTALLATION
EMBEDMENT BY OTHERS BRICK VENEER
EXTERIOR | , : ; /
- 3/16” TAPCON
27 MIN. 4 )
EDGE DISTANCE {//////
FENESTRATION SYSTEM f
BY OTHERS

INTERIOR o

CONCRETE BLOCK
BY OTHERS

RECESSED TRIM INSTALLATION

BLOCK AFTER EXTERIOR FINISH

NOTES:

1.  SEPARATION BETWEEN FENESTRATION GLASS

AND IMPACT PROTECTIVE SYSTEM TO BE IN
ACCORDANCE WITH PROTECTIVE SYSTEM
APPROVAL AND LIMITATIONS.

THE MUHLER COMPANY

630 SKYLARK DRIVE SUITE U
CHARLESTON , SC 29407/
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REVISIONS

REV DESCRIPTION DATE APPROVED

RECESSED TRIM 1 3/4" MIN. EXTERIOR FINISH

EMBEDMENT/ 2 e
EXTERIOR | | «
‘ 3/16” TAPCON
1 1/4" MIN. . 4/47%

EDGE DISTANCE
GROUT FILL

FENESTRATION
SYSTEM
BY OTHERS
INTERIOR
CONCRETE BLOCK /
BY OTHERS
RECESSED TRIM INSTALLATION
GROUT FILLED BLOCK BEFORE EXTERIOR FINISH
RECESSED TRIM WEMBE{E‘EMEM&NT' EXTERIOR FINISH
BY OTHERS
/
EXTERIOR | i , 77 ”
3/16" TAPCON
1 1/4" MIN. )
EDGE DISTANCE
FENESTRATION SYSTEM ﬁ GROUT FILL
BY OTHERS \
SIGNED: 11/13/2020
THE MUHLER COMPANY
630 SKYLARK DRIVE SUITE U
CHARLESTON , SC 29407
NOTES:
INTERIOR 1. SEPARATION BETWEEN FENESTRATION GLASS RECESSSED TRIM
B AND IMPACT PROTECTIVE SYSTEM TO BE IN LARGE AND SMALL MISSILE IMPACT
ACCORDANCE WITH PROTECTIVE SYSTEM INSTALLATION DETAILS
CONCRETE BLOCK APPROVAL AND LIMITATIONS. .
BY OTHERS ' PHE e,
08—03618
RECESSED TRIM INSTALLATION T 0572272020 75 8 or
GROUT FILLED BLOCK AFTER EXTERIOR FINISH
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RECESSED
M6—2.65 REMFORM _ ////TRM
T
&S vawiies CAP
ExTERIOR || T
IMPACT PROTECTION INTERIOR
BY OTHERS
SEE NOTES 14 — 16
SHEET 1
PROTECTIVE SYSTEM
INSTALLATION
RECESSED
1/47 X 1 1/4” . TRIM
HH SCREW
IMPACT PROTECTION INTERIOR
Y OTHERS =
SEE NOTES 14 — 16
SHEET 1
PROTECTIVE SYSTEM

INSTALLATION

RECESSED TRIM
PVC .060" THICK

RECESSED
410 x 1 1/27 TRIM
TRUSS HD SCREW \\\\
e CAP
EXTERIOR T
IMPACT PROTECTION INTERIOR
BY OTHERS
SEE NOTES 14 — 16
SHEET 1 L]
PROTECTIVE SYSTEM
INSTALLATION
RECESSED
412 x 1 1/27 ////TRM
HH ROOF SCREW {{][ﬁ]
EXTERIOR | Mm\\\\n»i:ii, CAP
IMPACT PROTECTION INTERIOR
BY OTHERS Aﬁ\\\\
SEE NOTES 14 — 16
SHEET 1
PROTECTIVE SYSTEM
INSTALLATION

= 11/167
(—W/4”
TP

CAP ?
PVC .050" THICK

REVISIONS

REV DESCRIPTION

DATE APPROVED

NOTES:

1.  SEPARATION BETWEEN FENESTRATION GLASS
AND IMPACT PROTECTIVE SYSTEM TO BE IN
ACCORDANCE WITH PROTECTIVE SYSTEM
APPROVAL AND LIMITATIONS.
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