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6300R WIDE STILE RIM PANIC EXIT DEVICE

6300RF WIDE STILE RIM PANIC FIRE EXIT DEVICE

in a
STEEL COMMERCIAL DOOR
OUTSWING
"IMPACT"

GENERAL NOTES

This product has been evaluated and is in compliance with the 8th Edition (2023) Florida Building Code (FBC)
structural requirements including the "High Velocity Hurricane Zone" (HVHZ).

When used in the "HVHZ", this product complies with Section 1626 of the Florida Building Code and does not
require an impact resistant covering.

When used in areas requiring wind borne debris protection, this product complies with FBC Sections 1609.1.2 &
R301.2.1.2 and does not require an impact resistant covering. This product meets missile level "D" and includes
Wind Zone 4 as defined in ASTM E1996 and FBC Sections 1609.1.2.2 & R301.2.1.2.1.

This product has been tested in the door panels as specified in this approval. Substitution into a similar product
may be approved for use by the local Authority Having Jurisdiction. In all cases, the steel door used must
possess a comparable current Florida Statewide product approval. The door panel size and design pressure
(DP) rating shall not exceed the sizes and DP ratings shown in this approval or the steel side hinged swing door
approval being used.

Site conditions that deviate from the details of this drawing require further engineering analysis by a licensed
engineer or registered architect.

Refer to the door product approval for the ability of the door system to meet the "HVHZ" water and air infiltration
requirements.

When used in the "HVHZ", steel must be protected as specified in FBC Section 2222.6.
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OPTIONAL
SEX NUTS/BOLTS

CHASSIS ASSEMBLY
INSTALLATION REQUIRES
(2)1/4-20 SEX NUTS/BOLTS

MIN. (SEE NOTE 2)

NOTES:

“ROSE TRIM REQUIRES
(2) SEX NUTS/BOLTS
(SEE NOTE 2)

/\

CHASSIS
ASSEMBLY

1. DESIGN PRESSURE RATING REQUIRES THE USE OF SEX BOLTS/NUTS.
THE RIM PANIC DEVICE CANNOT BE SURFACE MOUNTED.

2. ONLY (2) SEX BOLTS/NUTS ARE REQUIRED, BUT THEY MUST BE INSTALLED IN
THE LEADING EDGE HOLES CLOSEST TO THE LATCH EDGE OF THE DOOR.
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