LINEA ROSSA WINDOWS AND DOORS

LRWAD-230 SLIDING GLASS DOOR

INSTALLATION NOTES:

1.

ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR
LOCATION SHOWN.

THE NUMBER OF INSTALLATION ANCHORS DEPICTED IS THE
MINIMUM NUMBER OF ANCHORS TO BE USED FOR PRODUCT
INSTALLATION OF THE MAXIMUM SIZE LISTED.

INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A
TOLERANCE OF +1/2 INCH THE DEPICTED LOCATION & SPACING IN
THE ANCHOR LAYOUT DETAILS (I.E., WITHOUT CONSIDERATION OF
TOLERANCES). TOLERANCES ARE NOT CUMULATIVE FROM ONE
INSTALLATION ANCHOR TO THE NEXT.

SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD
BEARING SHIM(S). MAXIMUM ALLOWABLE SHIM STACK TO BE 1/4"
INCH. SHIM WHERE SPACE OF 1/16 INCH OR GREATER OCCURS.
SHIM(S) SHALL BE CONSTRUCTED OF HIGH DENSITY PLASTIC OR
BETTER.

FOR MASONRY OR CONCRETE OPENINGS, 1X WOOD BUCK MAY BE
USED (OPTIONAL AS LONG AS THE MINIMUM EMBEDMENT AND
EDGE DISTANCE REQUIREMENTS ARE STILL MET WITHIN THE
CORRESPONDING HOST SUBSTRATE. SEE GENERAL NOTE #3 ON
SHEET 1 FOR MORE INFORMATION.

MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL
FINISHES, INCLUDING BUT NOT LIMITED TO STUCCO, FOAM, BRICK
VENEER, AND SIDING.

INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE
MADE OF CORROSION RESISTANT MATERIAL OR HAVE A
CORROSION RESISTANT COATING.

FOR HOLLOW BLOCK AND GROUT FILLED BLOCK, DO NOT INSTALL
INSTALLATION ANCHORS INTO MORTAR JOINTS. EDGE DISTANCE IS
MEASURED FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR
JOINT INTO FACE SHELL OF BLOCK.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE
WITH ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS,
AND ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH
STRENGTHS LESS THAN THE MINIMUM STRENGTH SPECIFIED BY
THE ANCHOR MANUFACTURER.

1.

(HVHZ)(IMPACT)

GENERAL NOTES:

THE PRODUCT SHOWN HEREIN IS DESIGNED AND
MANUFACTURED TO COMPLY WITH THE CURRENT EDITION
FLORIDA BUILDING CODE (FBC), INCLUDING HVHZ AND HAS
BEEN EVALUATED ACCORDING TO THE FOLLOWING:

e TAS 201-94

e TAS202-94

e TAS 203-94

ADEQUACY OF THE EXISTING STRUCTURAL
CONCRETE/MASONRY, 2X FRAMING, AND METAL FRAMING
AS A MAIN WIND FORCE RESISTING SYSTEM CAPABLE OF
WITHSTANDING AND TRANSFERRING APPLIED PRODUCT
LOADS TO THE FOUNDATION IS THE RESPONSIBILITY OF THE
ENGINEER OR ARCHITECT OF RECORD FOR THE PROJECT OF
INSTALLATION.

1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF
RECORD FOR THE PROJECT OF INSTALLATION.

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS FOR
A SPECIFIC SITE. IF SITE CONDITIONS CAUSE INSTALLATION
TO DEVIATE FROM THE REQUIREMENTS DETAILED HEREIN,
A LICENSED ENGINEER OR ARCHITECT SHALL PREPARE SITE
SPECIFIC DOCUMENTS FOR USE WITH THIS DOCUMENT IN
NON-HVHZ AREAS.

APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED
ON THIS PRODUCT IN AREAS REQUIRING IMPACT
RESISTANCE.

WINDOW FRAME MATERIAL: ALUMINUM 6063-T6

GLASS MEETS THE REQUIREMENTS OF ASTM E 1300 GLASS
CHARTS. SEE SHEET 3 FOR GLAZING DETAILS.
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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LRWAD-230 SLIDING GLASS DOOR
(HVHZ)(IMPACT)
ELEVATION AND ANCHOR LAYOUT

PREPARED BY:
BUILDING DROPS

TITLE:
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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DESIGN PRESSURE TABLE (+/- PSF)

DESIGN PRESSURE TABLE (+/- PSF)

WINDOW DIMENSIONS WINDOW DIMENSIONS
PANEL PANEL GLASS TYPES PANEL PANEL GLASS TYPES
WIDTH HEIGHT G1/G2 WIDTH HEIGHT G1/G2
(IN.) (IN.) (IN.) (IN.)
23.625 90.0 23.625 90.0
29.625 90.0 29.625 90.0
35.625 90.0 35.625 90.0
41.625 90.0 41.625 94.25 90.0
47.625 - 90.0 47.625 90.0
53.625 79.9 53.625 79.9
59.625 71.9 59.625 71.9
65.625 65.3 23.625 90.0
71.625 61.0 29.625 90.0
77.625 61.0 35.625 90.0
23.625 90.0 41.625 B 90.0
29.625 90.0 47.625 90.0
35.625 90.0 53.625 79.9
41.625 90.0 23.625 90.0
47.625 76.25 90.0 29.625 90.0
53.625 79.9 35.625 106.25 90.0
59.625 71.9 41.625 90.0
65.625 65.3 47.625 90.0
71.625 59.8 23.625 90.0
23.625 90.0 29.625 90.0
29.625 90.0 35.625 112.25 90.0
35.625 90.0 41.625 90.0
41.625 82 75 90.0 47.625 90.0
47.625 90.0 23.625 90.0
53.625 79.9 29.625 90.0
59.625 71.9 35.625 118.25 90.0
65.625 65.3 41.625 90.0
23.625 90.0 47.625 90.0
29.625 90.0
35.625 90.0
41625 88,05 90.0 FRAME WIDTH
47.625 90.0
53.625 79.9
59.625 71.9 FRAME
HEIGHT o v 2

AVERG. PANEL
WIDTH

\

*STRUCTURAL
SILICONE /

EXTERIOR

~

~

9/16" LAMINATED GLASS CONSISTING OF:
1/4" HEAT STRENGTHENED GLASS

0.090" SENTRYGLAS INTERLAYER BY KURARAY
1/4" HEAT STRENGTHENED GLASS

-
MIN. GLASS

\ BITE 3/4"

INTERIOR

[

\

/

o

N4

GLAZING DETAIL 1

~
7/

/

*STRUCTURAL
SILICONE //
EXTERIOR |

\

~

9/16" LAMINATED GLASS CONSISTING OF:

1/4" HEAT STRENGTHENED GLASS

0.090" TROSIFOL PVB INTERLAYER BY KURARAY
1/4" HEAT STRENGTHENED GLASS

\ MIN. GLASS

[ BITE 3/4"

INTERIOR *APROVED
/ —_— STRUCTURAL

b

~

GLAZING DETAIL 2

7/ SILICONE:
/

\

DOWSIL - 993
DOWSIL - 983
DOWSIL - 895
DOWSIL - 795

~®

GLAZING NOTES:

FBC CHAPTER 24.

PER FBC CHAPTER 24.

1. GLASS TYPE COMPLIES WITH ASTM E1300 REQUIREMENTS AS WELL AS APPLICABLE
SAFETY GLAZING REQUIREMENTS PER THE FBC. TEMPER AND SAFETY GLAZING
REQUIREMENTS SHALL BE REVIEWED ON A SITE SPECIFIC BASIS.

2. SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED IN

3. TWO APPROVED SETTING BLOCKS SHALL BE USED FOR GLASS WIDER THAN 36" AS

4. D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES IN DP TABLE ON
SHEET 1, AND ELEVATIONS ON SHEET 2.

FRAME WIDTH
NO. OF PANELS

PANEL HEIGHT = FRAME HEIGHT - 1-3/4"
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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(

MIN. EDGE |

DISTANCE

CONCRETE/MASONRY
BY OTHERS

1X WOOD BUCK
BY OTHERS

SEE SHEET 5 FOR
ANCHOR TYPES, SEE

$

@ B e, MIN.
S ag . EMBEDMENT

?

1/4" MAX. _f
SHIM SPACE

‘ SEE GLAZING

)
@

/DETAILS, SHEET 3
)

MAX. FRAME HEIGHT
MAX. PANEL HEIGHT

e——— MAX. D.L.O. HEIGHT ———

EXTERIOR INTERIOR
/AN  VERTICAL SECTION
\5/ HEAD

EXTERIOR INTERIOR

d
/ SEE GLAZING
/@ DETAILS, SHEET 3

1/4" MAX.
SHIM SPACE

BY OTHERS

MIN. EDGE _|

DISTANCE

9

G3)

GD
CONCRETE/MASONRY __—_| f

#

MIN.
EMBEDMENT

?

SEE SHEET 5 FOR
ANCHOR TYPES, SEE

SHEET 2 FOR ANCHOR SPACING

MIN. EDGE
DISTANCE

WOOD STRUCTURE

BY OTHERS \ -

2-1/2" |——

SEE SHEET 5 FOR
ANCHOR TYPES, SEE
SHEET 2 FOR ANCHOR SPACING

MIN.
EMBEDMENT

MAX. FRAME HEIGHT
MAX. PANEL HEIGHT

B ¢
(en o) 1/4" MAX. _f
D D SHIM SPACE
od ~®
A 18
| T~
\\
N /\\SEE GLAZING
19 DETAILS, SHEET 3

EXTERIOR INTERIOR
e
9
w
S T\ VERTICAL SECTION
3 HEAD
- &
<
>

EXTERIOR INTERIOR

~ 9
i \
SEE GLAZING

DETAILS, SHEET 3

NON SHRINK HIGH STRENGTH
GROUT, f'c=10 KSI MIN.
WITH EPOXY BONDING AGENT

CONCRETE/MASONRY
BY OTHERS

SHEET 2 FOR ANCHOR SPACING

VERTICAL SECTION

SILL

MIN. EDGE
DISTANCE

T "'A‘A

MIN.
EMBEDMENT

(DY

. :' k3 <, | 2
B 2.1/2" SEE SHEET 5 FOR
ANCHOR TYPES, SEE

SHEET 2 FOR ANCHOR SPACING

VERTICAL SECTION

\\5/ SILL

\
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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SEE SHEET 5 FOR
ANCHOR TYPES, SEE
SHEET 2 FOR ANCHOR SPACING

#

3 THREADS MIN.
EMBEDMENT

I

MIN. EDGE "
DISTANCE 2-1/2
METAL STRUCTURE
BY OTHERS . .
] 1/4" MAX.
SHIM SPACE
SEE GLAZING
N DETAILS, SHEET 3
EXTERIOR INTERIOR
= =
T T =
-~
= 2 o
z g 4 EN VERTICAL SECTION
3 > > HEAD
: 3 i &/
EXTERIOR INTERIOR
T~ SEE GLAZING
' r/DETAlLs,SHEETa
|6,

BY OTHERS

MIN. EDGE
DISTANCE

20
22
CONCRETE/MASONRY /

)

1/4" MAX.
SHIM SPACE

$

MIN.
EMBEDMENT

VERTICAL SECTION

f

SEE SHEET 5 FOR
ANCHOR TYPES, SEE
SHEET 2 FOR ANCHOR SPACING

S

SILL

SEE SHEET 5 FOR
ANCHOR TYPES, SEE

MIN. EDGE SHEET 2 FOR ANCHOR SPACING
DISTANCE
o )
CONCRETE/MASONRY - MIN

P N B
1/4" MAX. }

SHIM SPACE

ANCHOR TYPES: (SEE ELEVATIONS FOR SPACING)

TYPE'A' -- 1/4" DIA. ULTRACON+ BY 'DEWALT' (Fu=164 KSI, Fy=148 KSlI)

INTO 2 BY WOOD BUCKS OR WOOD STRUCTURES.
11/2" MIN. PENETRATION INTO WOOD

THRU 1 BY BUCKS INTO CONCRETE OR BLOCKS
13/4" MIN. EMBED INTO CONCRETE
13/4" MIN. EMBED IN TO BLOCKS (JAMB ONLY)

DIRECTLY INTO CONCRETE OR BLOCKS
13/4" MIN. EMBED INTO CONCRETE
13/4" MIN. EMBED INTO HOLLOW /GROUT FILLED BLOCK (JAMB ONLY)

TYPE 'B' -- 1/4" DIA. DRILL FLEX -TEKS (GRADE 5)(Fu=120 KSI, Fy=92 KSI)
INTO FBC APPROVED MULLIONS (1/8" THK. MIN.) (6063-T6 MIN)
OR INTO METAL STRUCTURES, STEEL: 1/8" THK. MIN. (Fy=36 KSI MIN.)
(3) THREADS MIN. TO EXTEND BEYOND METAL THICKNESS
(STEEL IN CONTACT WITH ALUMINUM TO BE PLATED OR PAINTED)

MIN. EDGE DISTANCES:

INTO CONCRETE = 2-1/2" MIN.

INTO METAL STRUCTURE = 3/4" MIN.

INTO WOOD STRUCTURE = 1" MIN.

WOOD AT HEAD OR JAMBS SG = 0.55 MIN.

CONCRETE AT HEAD, SILL OR JAMB f‘c=3000PS| MIN.

C-90 HOLLOW/ FILLED BLOCK AT JAMBS f'm=2000 PSI MIN.
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THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
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(’

MIN. MAX. PANEL WIDTH
EMBEDMENT il \ (8) MAX. D.L.O.
— é{-ﬁmhgﬁf\d SEE GLAZING 0 ? = " wioH
DETAILS, SHEET 3
I : INTERIOR &)
S — @) ?
MIN. EDGE ¥
DISTANCE N @ SEE GLAZING
N DETAILS, SHEET 3
; N ' . 5 SEE GLAZING
RS R RERNT NN DAY 3 ~
T P p \/,— DETAILS, SHEET 3—
SEE SHEETS FOR—/ - . MAX. D.L.O. \ =
. — SEE GLAZING /
ANCHOEHTEYEPTE;'FSSE a ] WIDTH DETAILS, SHEET 3 %47
ANCHOR SPACING 7"~
ERY le—————— MAX. PANEL WIDTH | 21
MAX. D.L.O.
CONCRETE/ ~ WIDTH
MASONRY
BY OTHERS MAX. PANEL WIDTH |
1X WOOD BUCK MAX. FRAME WIDTH
BY OTHERS EXTERIOR
G\ HORIZONTAL SECTION HN HORIZONTAL SECTION /1 HORIZONTAL SECTION J HORIZONTAL SECTION
\\7/ JAMB FIXED PANEL \\7/ INTERLOCK \7/ INTERLOCK \7/ MEETING STILE
o MIN.
EMBEDMENT
1/4" MAX.
INTERIOR INTERIOR SEE GLAZING INTERIOR  SHIM SPACE ™
MAX. D.L.O. DETAILS, SHEET 3 ‘
SEE GLAZING SEE GLAZING . <
WIDTH SEE GLAZING DETAILS, SHEET 3 DETAILS, SHEET 3 T
DETAILS, SHEET 3 < MIN. EDGE
N DISTANCE

1.

RN
NN

@‘4

\\\w\
\\%t\\\‘\

N

]

¥,

N

N

&

EXTERIOR

MAX. D.L.O.
WIDTH

HORIZONTAL SECTION

SEE GLAZING

DETAILS, SHEET 1
MAX. D.L.O.

WIDTH
MAX. D.L.O.
WIDTH
EXTERIOR
/K HORIZONTAL SECTION T
INTERLOCK

\Z/

\Z/

MEETING STILE

MAX. D.L.O.
WIDTH

EXTERIOR

(VI

1t

SEE SHEET 5 FOR
ANCHOR TYPES, SEE
SHEET 2 FOR

~ ANCHOR SPACING

CONCRETE/
MASONRY
BY OTHERS

1X WOOD BUCK
BY OTHERS

HORIZONTAL SECTION

\Z/

JAMB

‘\

LINEA ROSSA

B WINDOWS - DOORS [

1850 NW. 84TH AVE., STE. 114
DORAL, FL 33126
PH: (305)815-8797

(o]

pa
o gn £
8 ZEg 8.
- wv
Q ASERER S
o £
V)_\ [%) Omu.éq-‘éﬂ
Ik 8 xrtraxs
HF0 © Aoz =
O F TITYS
Q O W guwm Qo
£ (g2t

_ = - I

s = |Sz3z=5¢3
2y £ |338 s
3 S @ o =

Q=3 |..°

1

S R
(=]
N o =
o o (] o
ui~d < =
- a =
= w =l
= o =
o o
REMARKS BY | DATE

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.

A QN ‘?‘_—VD.
FBPE CERT. Q&gm&‘géﬁ{: 29578

FL42286

pATe: 06.22.2023

DWG. BY: CHK. BY:
SH HFN

SCALE: NTS

owe. . LRA004

SHEET: OF 11

7/

_J




MIN.
INTERIOR ) /24 p1ax. EMBEDMENT
SHIM SPACE
SEE GLAZING —
DETAILS, SHEET 3 20 18 SEE SHEET 5 FOR
\ _ ANCHOR TYPES, SEE
e / SHEET 2 FOR ANCHOR SPACING
\ ~—
6 MIN. EDGE
DISTANCE
MAX. D.L.O.
WIDTH
WOOD STRUCTURE
EXTERIOR BY OTHERS
/N\ HORIZONTAL SECTION
JAMB

8/

INTERIOR

SEE GLAZING
DETAILS, SHEET 3+

MIN.

,,,,,,,,,,,,,

EMBEDMENT

Pe———====== SEE SHEET 5 FOR
ANCHOR TYPES, SEE
SHEET 2 FOR ANCHOR SPACING

MIN. EDGE
DISTANCE
MAX. D.L.O. 1/4" MAX. METAL STRUCTURE
WIDTH SHIM SPACE = BY OTHERS
EXTERIOR
7O HORIZONTAL SECTION
JAMB

8/

\

LINEA ROSSA

B WINDOWS - DOORS [

1850 NW. 84TH AVE., STE. 114
DORAL, FL 33126
PH: (305)815-8797

(o]
pa
o« g™ £
o) P = < 8
o = S w0 4
Q AoaRo
“ o>y 5
a0 00 Y
2] [%) Oaxoi AT ®
<~ 2 xr a3
=g ©O a3
(G] = I2TTS
X G O uwuwo
O I >0aanl3
23 % |S52=:x%3
== = oz <
A £ Jz2ag3
3¥ £ |538 s
oS R D o 2
-
1
Q * o o
( a.
O =
< w g
c [a'd Ll S
i~ < =
— a =
= w =l
[= g 3
REMARKS BY | DATE
THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.
7,

N 7
o~ 7~
X —
Ry -
=~ -—
= * =
— 9 X —
-— ~
= S
” S
Z N
7, c, N\
7, \\\

g k& vo.

ﬁ/] QN ‘nvt&o\?\\as
£
FBPE CERT. oﬁ&ﬁm&‘gw NO. 29578

DATE: 06.22.2023
DWG§3Y: CHK. BY:
scate: NTS
owe.#. LRAQO4
SHEET: OF 11

3

_J




CORNER CONSTRUCTION

~

LINEA ROSSA

B WINDOWS  DOORS N

1850 NW. 84TH AVE., STE. 114
DORAL, FL 33126
PH: (305)815-8797

00
A
ac SO £
o ZEg 3
o _"'18 w0 4
Q ANoaRko g
o>y 5
2] O g%
ql—\\ 9 0:3:*%“‘5
~4Q F a3
© 9 I2TY3
< > @uﬁmm_cz
0O «x >0aanl3
=2 2 |5sz:x¢
SS 8 |=25%%%;
~ () s5ea oa]
nwI o o u g
o> W )
M 2 Q
N ..
. o 5
Q © ) )
q a.
=) =]
< w g
& o oo
oy~ < =
— a =
= w =l
[ o =
REMARKS BY | DATE

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.

7.
S Z
- -~
~ =
= * =
— 9 @ —
-— ~
= S
-~ ~

A0

. QN | SRS
FBPE CERT. vF"Aﬁm“R‘Z ?lgjkx;\l: 29578

FL42286

pATe: 06.22.2023

DWG. BY: CHK. BY:

SH HEN

SCALE: NTS

owe.# LRAOO4

SHEET: OF 11

I




T

2.696"

— 0.077"

0.491" [ = o =) {

|<— 5.260" —>|

©

L u——| 1447" |=— ‘

s

3 TRACK FRAME SILL
ALUM. 6063-T6

0.776" 1.220"

b e

(®)

JAMB/LOCK SASH
ALUM. 6063-T6

4»‘ 1.647" m

;| 1.658" *
T

——I 1.357" |<—

COVER PROFILE
ALUM. 6063-T6

)

—>| |<— 0.823"
L T

150" E%fqﬁ

T o - |

1.083"

FLY SCREEN SASH
ALUM. 6063-T6

—] 1.752" |<—$
’<— 5.260" ﬂ Eﬁ@ 1.790"
Cre—— o) =
1 0.984" J 2 2.236" 5.260" BO.877"
b i1
—=| |=— 0.875"

@)

3 TRACK FRAME HEAD
ALUM. 6063-T6

&)

ALUM. 6063-T6

—— ’« 1.052"
i { | —] |<— 0.835" *
1.586" h 1220" 1-560;305_" E 1.560"
ﬂ:! ' :
A ? ? |<— 3.443 ——| ?

@)

INTERLOCK STILE
ALUM. 6063-T6

|<—>|— 1.720"
- ~

e s ————>
1.762 0.9

28"

Dl.ZSl"L—_{

(1)

COVER PROFILE
ALUM. 6063-T6

j;—l |<— 0.347"

H.D. INTERLOCK STILE
ALUM. 6063-T6

{ »‘ " 0¢492"
=

0.492" 0.631"
0.347" ~>‘ L—

ALUM. 6063-T6

©,

3 TRACK FRAME JAMB

O

BOTTOM RAIL PROFILE

0.772" &

LI g B

FLYSCREEEN ASTRAGAL STILE
ALUM. 6063-T6

~>‘
1

0.937"

T

0.875" —=f  fj=—

O

'<~ 1.220"

3.032"

TOP SASH
ALUM. 6063-T6

f—=— 1.634"

—

2.021"

[

1

.
1.220"

:| 0.776"

T I«rmj 3.38

HEAVY
ALUM.

—=]

]

LOCK STILE
6063-T6

|=— 0.875"

5.260"

E3

1.790"

ALUM.

3 TRACK FRAME JAMB

6063-T6

——I |<;_1.220"
'
1.319% |:::| 3.820"

"L

0.776" —=]

&)

1.266"

BOTTOM SASH
ALUM. 6063-T6

!

o T ]

j

ASTRAGAL STILE
ALUM. 6063-T6

L |< 2.673" ﬂﬂgzu

0.157" I L 2.920" "_{

REINFORCEMENT
ALUM. 6063-T6

()

\

LINEA ROSSA

B WINDOWS - DOORS [

1850 NW. 84TH AVE., STE. 114
DORAL, FL 33126
PH: (305)815-8797

(o]
pa
o« g™ £
o ZEa 8
Q = 8 oo X a
Q NoORD o
n a>"358 s
a0 00 Y
Y Qo g ®
Sk Erraxs
=~} NOg2Ax=
O < P2 <g <Y S
= OuwWwywma
QS & |z2=222%:
E ; 4 a << £ 2
Qax 9 -z Zao £ 3
3N S 5 [alya) E
wI g o uw s
o> O ]
M T a
N~ ..
1
Q o o
< a &
< w g
x oc 0 b
i~ < =
— a =
= w =l
[= g 3
REMARKS BY | DATE
THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.

N 7
o~ 7~
X —
Ry -
— . —-—
= % * =
— =
— . ~—
= S
Z S
Z >

& NO

J ﬁ’u vti.o\x'\\\as
£
FBPE CERT. OF'Agm—‘RE‘?ION NO. 29578

DATE: 06.22.2023
DWG. BY: CHK. BY:
SCALE: NTS
owe.#. LRAQO4
SHEET: OF 11

10

_J




BILL OF MATERIALS

\

LINEA ROSSA

B WINDOWS - DOORS [

1850 NW. 84TH AVE., STE. 114
DORAL, FL 33126
PH: (305)815-8797

(o]

A
o SO £
o ZEg 3
o =9 w8
Q m‘g’mro\om%
Y a>"3<3
ot R Qo g5 2
S » crraxg
J0 Z OOy 2As=
© < - W=
I = O uwuywmdo
0O 5 >0
=S kK SSx:xE
] nzz=I<zs
Qx = J5%aex 3
I N w 500 o
nwI O o uw §

o> = 59

NI = @

~N = o ..M

: >

I Y
() =
= w =
& o 2
oy~ < =
— [a W =
= w =l
[ g 3
REMARKS BY | DATE

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS
FOR A SPECIFIC SITE. IF SITE CONDITIONS CAUSE
INSTALLATION TO DEVIATE FROM THE REQUIREMENTS
DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE
WITH THIS DOCUMENT.

3 QN ‘?‘_—VD. \38
FBPE CERT. O&"Aﬁm‘é‘é‘yléok?\l\o 29578

ITEM PART NO. DESCRIPTION MATERIAL MANF. / REMARKS
1 LR230-05 3 TRACK FRAME SILL 6063-T6 LINEA ROSSA
2 LR230-06 3 TRACK FRAME HEAD 6063-T6 LINEA ROSSA
3 LR230-08 3 TRACK FRAME JAMB 6063-T6 LINEA ROSSA
4 LR230-10 TOP SASH 6063-T6 LINEA ROSSA
5 LR230-11 BOTTOM SASH 6063-T6 LINEA ROSSA
6 LR230-12 JAMB/LOCK SASH 6063-T6 LINEA ROSSA
7 LR230-13 INTERLOCK STILE 6063-T6 LINEA ROSSA
8 LR230-14 H.H. INTERLOCK STILE 6063-T6 LINEA ROSSA
9 LR230-23 HEAVY LOCK STILE 6063-T6 LINEA ROSSA
10 LR230-19 ASTRAGAL STILE 6063-T6 LINEA ROSSA
11 LR230-09 COVER PROFILE 6063-T6 LINEA ROSSA
12 LR230-04 COVER PROFILE 6063-T6 LINEA ROSSA
13 LR230-15 BOTTOM RAIL PROFILE 6063-T6 LINEA ROSSA
14 LR230-07 3 TRACK FRAME JAMB 6063-T6 LINEA ROSSA
15 LR230-24 REINFORCEMENT INTERLOCKED (FULL LENGTH) 6063-T6 LINEA ROSSA
16 LR-230-21 FLY SCREEN SASH 6063-T6 LINEA ROSSA
17 B5611214 STAINLESS STEEL DRIVER STAINLESS STEEL LINEA ROSSA
18 B4711006 67X600 SEALING BRUSH TRI-FIN POLYPROPYLENE LINEA ROSSA
19 B5410091 GLAZING GASKET EPDM LINEA ROSSA
20 B4310022 GASKET FOR FRAME RAILS EPDM LINEA ROSSA
21 B4510092 SASH GASKET EPDM LINEA ROSSA
22 B1110205 SLIDING AND AD. CARRIAGE ALUMINUM LINEA ROSSA
23 B5410230 SASH FIXING PART PvC LINEA ROSSA
24 B2610230 90° W. CORNER WIDE JOINTS PvC LINEA ROSSA
25 B2610231 90° W. CORNER NARROW JOINTS PVvC LINEA ROSSA
26 B2410003 SETTING BLOCK EPDM LINEA ROSSA
27 - #10 X 1" PHP. PH. SMS. FRAME & PANEL ASSY SCREW. STAINLESS STEEL LINEA ROSSA
28 LR3130 FLYSCREEN ASTRAGAL STILE 6063-T6 LINEA ROSSA
29 LR230-16 BOTTOM FLYSCREEN RAIL 6063-T6 LINEA ROSSA
30 LR230-18 TOP FLYSCREEN RAIL 6063-T6 LINEA ROSSA
31 B1120206 SINGLE FLYSCREEN ROLLER PvC LINEA ROSSA
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