CONTINENTAL GLASS SYSTEMS
SERIES 2200 SLIDING GLASS DOOR (L.M.1.)

0.090" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA, INC.

|/2" AIR SPACE
| /4" HEAT / | /4" TEMPERED
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O
EXTERIOR
N (2) SETTING BLOCK
SILICONE SN a4 4 LG,
GE2000 NEOPRENE 70-90

GENERAL NOTES:

- THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH THE REQUIREMENTS
OF THE &TH EDITION FLORIDA BUILDING CODE (2023) INCLUDING HIGH VELOCITY HURRICANE ZONE (HVHZ).

- DOOR 1S RATED FOR LARGE MISSILE IMPACT ONLY. IMPACT SHUTTERS ARE NOT REQUIRED.
- DOORS ARE APPROVED FOR AIR AND WATER INFILTRATION RESISTANCE.
- ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE DETAILS ARE NOT PART OF THIS APPROVAL.

- MATERIALS INCLUDING BUT NOT LIMITED TO STEEL/ METAL SCREWS THAT COME INTO CONTACT WITH OTHER
DISSIMILAR MATERIALS SHALL MEET THE REQUIREMENTS OF THE 8TH EDITION FLORIDA BUILDING CODE
2023.

- METAL STRUCTURES NOT BY CONTINENTAL GLASS SYSTEMS, LLC., SHALL BE DESIGNED TO SUPPORT THE
LOADS IMPOSED BY THIS GLAZING SYSTEM AND TO TRANSFER SUCH LOADS TO THE MAIN BUILDING
STRUCTURE.

- ULTIMATE LOAD OBTAINED FROM ASCE 7-22, MULTIPLIED BY 0.6, SHALL BE LESS THAN OR EQUAL TO MAX.
DESIGN LOAD IN THIS DOCUMENT. THE DESIGN LOADS SHOWN IN THIS DOCUMENT ARE ALLOWABLE DESIGN
LOADS.

- MANUFACTURER'S LABEL SHALL BE LOCATED ON A READILY VISIBLE LOCATION IN ACCORDANCE WITH
SECTION 1709.9.3 OF FLORIDA BUILDING CODE LABELING TO COMPLY WITH SECTION 1709.9.2.

-SEALANTS:
ALL FRAME CORNERS, JOINTS, MULLION SEAMS AND PERIMETER GLAZING BEAD TO FRAME INSTALLATION
FASTENERS SEALED WITH SILICONE SEALANT.

I 5/16" INSULATED LAMINATED GLASS
LAMINATED ON EXTERIOR SIDE

DUROMETER SHORE
"A" OR EQUAL

GLASS TYPE 'G 1" o

GLASS COMPLIES WITH ASTM E 1 300-09

(3 SEC. GUSTY).

INSTRUCTIONS:
USE CHARTS AS FOLLOWS.

STEP |: DETERMINE DESIGN WIND LOAD REQUIREMENTS BASED ON WIND VELOCITY, BLDG.
HEIGHT, WIND ZONE USING APPLICABLE ASCE 7-22 STANDARD.

STEP 2: SEE SHEET EI TO E3 FOR DESIGN LOAD CAPACITY OF DESIRED GLASS SIZE BASED
ON APPLICABLE WIND DURATION.

STEP 3: SEE ANCHOR TYPE SHEET A, SEE ELEVATION FOR ANCHOR SPACING.

STEP 4: THE LOWEST VALUE RESULTING FROM STEPS 2 ¢ 3 THAT EXCEED THE DESIGN
WIND PRESSURES DETERMINED THRU STEP | SHALL APPLY TO ENTIRE SYSTEM.
WHEN USE SYSTEM WITH DOOR, THE LOWER VALUE OF THE DESIGN PRESSURE
RATING FOR THE SYSTEM AND THE DOOR SHALL APPLY.

ABBREVIATIONS AND SYMBOLS
D.L.O. - DAYLITE OPENING ~ P.H. - PANEL HEIGHT
F.H. - FRAME HEIGHT P.W. - PANEL WIDTH
F.W. - FRAME WIDTH
W/ - WITH SECTION NUMBER
W/O - WITHOUT
O.C. - ON CENTER
G.B. - GLASS BITE

SHEET NUMBER

P: 305.271.0117

MCY ENGINEERING, INC.
GLAZING CONSULTANTS
12781 MIRAMAR PKWY.STE.301
mcy@mecyengineering.com

MIRAMAR, FL 33027

www. MCYEngineering.com

LIMITATIONS OF USE

- THIS PRODUCT EVALUATION DOCUMENT

(P.E.D.) PREPARED BY THIS ENGINEER IS
GENERIC AND DOES NOT PROVIDE
INFORMATION FOR A SITE SPECIFIC
PROJECT; i.e. WHERE THE SITE
CONDITIONS DEVIATE FROM THE P.E.D.

- CONTRACTOR TO BE RESPONSIBLE FOR

THE SELECTION, PURCHASE AND
INSTALLATION OF THIS PRODUCT BASED
ON THIS PRODUCT EVALUATION PROVIDED
HE/SHE DOES NOT DEVIATE FROM THE
CONDITIONS DETAILED ON THIS
DOCUMENT.

- THIS PRODUCT EVALUATION DOCUMENT

WILL BE CONSIDERED INVALID IF ALTERED
BY ANY MEANS.

- SITE SPECIFIC PROJECTS SHALL BE

PREPARED BY A FLORIDA REGISTERED
ENGINEER OR ARCHITECT WHICH WILL
BECOME THE ENGINEER OF RECORD
(E.O.R.) FOR THE PROJECT AND WHO WILL
BE RESPONSIBLE FOR THE PROPER USE OF
THE P.E.D.

- THIS P.E.D. SHALL BEAR THE DATE AND

ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD
THAT PREPARED IT.
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BILL OF MATERIALS
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REVISION

FLORIDA APPROVAL:

FL#4G 131 .|

ITEM NO. DESCRIPTION PARTS NUMBERS MATERIAL MANUFACTURER

| HEAD RECEPTOR 2000-07 | ALUMINUM 6005-T5 CGS

2 REINFORCING 2000-16 | ALUMINUM 6005-T5 CGS

3 TOP ¢ BOTTOM PANEL STILE 2200-09 | ALUMINUM 6005-T5 CGS

4 THRESHOLD 2000-24 | ALUMINUM 6063-T6 CGS

5 SILL 2000-03 | ALUMINUM 6005-T5 CGS

6 HEAD 2000-01 | ALUMINUM 6005-T5 CGS

7 BOTTOM MOVING PANEL STILE 2200-38 | ALUMINUM 6005-T5 CGS

& SILL TRACK 2000-05 | ALUMINUM 6005-T5 CGS

9 SCREEN TRACK 2000-15 | ALUMINUM 6005-T5 CGS
10 STANDARD HEAD 2000-02 | ALUMINUM 6005-T5 CGS
N JAMB 2000-36 | ALUMINUM 6063-T6 CGS
12 LOCK STILE 2200-10 | ALUMINUM 6005-T5 CGS
13 INTERLOCK 2200-11 | ALUMINUM 6005-T5 CGS

| 4 LEFT INTERLOCK 2200-17 | ALUMINUM 6005-T5 CGS
E ASTRAGAL 2200-18 | ALUMINUM 6005-T5 CGS
e AL%/L"NF%“QC%&AE%'#EL 2200-37 | ALUMINUM 6063-T6 CGS
17 VINYL BULB FP-446-V PLASTIC ]

18 FIN-SEAL .370 X . 187 : ULTRAFAB ULTRAFAB
19 INTERLOCK PAD P 7509 AFK ULTRAFAB ULTRAFAB
20 GLASS SPACING - PLASTIC -

21 HEAD PAD P 10009 AFK ULTRAFAB ULTRAFAB
22 WHEEL AR-50A - -

23 FIN-SEAL .250 X . 187 - ULTRAFAB ULTRAFAB
24 LOCK D-60 C - -

25 KEEPER KP-50 - -

26 Q-LON U4332 - -

27 Ja" X 1)2" X 1)2" ALUMINUM TUBE . ALUMINUM 6005-T5 CGS
28 Jg" X 1" X 1)2" ALUMINUM TUBE 2200-39 | ALUMINUM 6005-T5 CGS
29 #14x3/4" PH SDS. - 55316 -
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