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1.

REILLY ARCHITECTURAL

RWD45 WOOD INSWING DOOR

GENERAL NOTES:

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO
COMPLY WITH THE CURRENT EDITION OF THE FLORIDA BUILDING CODE (FBC),
EXCLUDING HVHZ AND HAS BEEN EVALUATED ACCORDING TO THE
FOLLOWING:

e AAMA/WDMA/CSA 101/1.5.2/A440-17

e ASTM E1886-19

e ASTM E1996-20

ADEQUACY OF THE EXISTING STRUCTURAL CONCRETE/MASONRY, 2X
FRAMING, AND METAL FRAMING AS A MAIN WIND FORCE RESISTING SYSTEM
CAPABLE OF WITHSTANDING AND TRANSFERRING APPLIED PRODUCT LOADS
TO THE FOUNDATION IS THE RESPONSIBILITY OF THE ENGINEER OR
ARCHITECT OF RECORD FOR THE PROJECT OF INSTALLATION.

1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND ANCHORED TO
PROPERLY TRANSFER ALL LOADS TO THE STRUCTURE. BUCK DESIGN AND
INSTALLATION IS THE RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF
RECORD FOR THE PROJECT OF INSTALLATION.

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIC AND MAY NOT
REFLECT ACTUAL CONDITIONS FOR A SPECIFIC SITE. IF SITE CONDITIONS
CAUSE INSTALLATION TO DEVIATE FROM THE REQUIREMENTS DETAILED
HEREIN, A LICENSED ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED ON THIS
PRODUCT IN AREAS REQUIRING IMPACT RESISTANCE IN WIND ZONE 3 OR
LESS.

APPROVED IMPACT PROTECTIVE SYSTEM IS REQUIRED ON THIS PRODUCTS IN
AREAS REQUIRING IMPACT RESISTANCE IN WIND ZONE 4.

DOOR MATERIAL: MAHOGANY

GLASS MEETS THE REQUIREMENTS OF ASTM E1300 GLASS CHARTS. SEE SHEET
11 FOR GLAZING DETAILS.

(WZ3)(IMPACT)

INSTALLATION NOTES:

1. ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR
LOCATION SHOWN, UNLESS OTHERWISE STATED ON SHEETS 9 & 10.

2. INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A TOLERANCE
OF +1/2 INCH THE DEPICTED LOCATION & SPACING IN THE ANCHOR
LAYOUT DETAILS (I.E., WITHOUT CONSIDERATION OF TOLERANCES).
TOLERANCES ARE NOT CUMULATIVE FROM ONE INSTALLATION
ANCHOR TO THE NEXT.

3. SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD
BEARING SHIM(S). MAXIMUM ALLOWABLE SHIM STACK TO BE 1/2
INCH. SHIM WHERE SPACE OF 1/16 INCH OR GREATER OCCURS.

SHIM(S) SHALL BE CONSTRUCTED OF HIGH DENSITY PLASTIC OR BETTER.

4. MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL
FINISHES, INCLUDING BUT NOT LIMITED TO STUCCO, FOAM, BRICK
VENEER, AND SIDING.

5. INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE MADE
OF CORROSION RESISTANT MATERIAL OR HAVE A CORROSION
RESISTANT COATING:

e FASTENERS USED WITHIN 3,000 FEET OF A SALTWATER
COASTLINE AND INSTALLED IN ENCLOSED SPACES SHALL BE
GALVANIZED IN ACCORDANCE WITH SECTION 1711.1.1 (E.G.,
ASTM A153 CLASS D, ASTM A641 CLASS 3S, OR EQUIVALENT
CORROSION RESISTANCE).

e CONNECTORS AND METAL PLATES USED WITHIN 3,000 FEET OF
A SALTWATER COASTLINE SHALL BE STANDARD GALVANIZED IN
ACCORDANCE WITH SECTION 1711.1.2 (E.G., ASTM A653 G90,
ASTM A123, OR PROTECTIVE COATING PER TPI 1).

6. FOR MASONRY OR CONCRETE OPENINGS, A 1X WOOD BUCK MAY BE
USED (OPTIONAL) AS LONG AS THE MINIMUM EMBEDMENT AND EDGE
DISTANCE REQUIREMENTS ARE STILL MET WITHIN THE
CORRESPONDING HOST SUBSTRATE. SEE GENERAL NOTE #3 ON SHEET 1
FOR MORE INFORMATION.

7. FOR HOLLOW BLOCK AND GROUT FILLED BLOCK, DO NOT INSTALL
INSTALLATION ANCHORS INTO MORTAR JOINTS. EDGE DISTANCE IS
MEASURED FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR JOINT
INTO FACE SHELL OF BLOCK.

8. INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH
ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS, AND
ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH STRENGTHS LESS
THAN THE MINIMUM STRENGTH SPECIFIED BY THE ANCHOR
MANUFACTURER.
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DESIGN PRESSURE RATING (PSF)
FRAME SIZE
CONFIGURATION WIDTH HEIGHT DESIGN PRESSURE Mlss&:ﬁ_:hﬂé’ACT
(IN.) (IN.)
HARDWARE A /
GL-1
+/-70 PSF
HARDWARE A /
Gl2,3&4 LARGE & SMALL
847X 120 MISSILE IMPACT
HARDWARE B /
GL-1
+/- 65 PSF
HARDWARE B /
GL-2,3&4

NOTE: ALL CONFIGURATIONS RATED FOR WATER INFILTRATION.

WHEN INSTALLED AT A LOCATION PROTECTED BY AN OVERHANG SUCH THAT:
OVERHANG RATIO (OH) = OH LENGTH + OH HEIGHT IS = 1.0, THEN WATER
INFILTRATION REQUIREMENT DOES NOT NEED TO BE MET.
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIQ
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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MAX. FRAME WIDTH

MAX. FRAME WIDTH

SEE SHEET 7 SEE SHEET 7
MAX. D.L.O. MAX. D.L.O.
< WIDTH SEE - MC&(I'DSTAQSH < WIDTH SEE —= MC&(I'DST/?_'SH
SHEET 11 SHEET 11
(ﬁﬁ (ﬁﬂ (ﬁﬂ (ﬂﬂ
Y NEY, EYNEY, Y NEY, EYNEY,
| a | | a
A /B AN AN E /DY
15 /‘ i 15 i\ 15/, 15 /J ‘ 16 Ik 15 /
MAX. FRAME \V4 \V4 : MAX. FRAME \V4 \V4
HEIGHT SEE ngn ngn HEIGHT SEE ngn ol
SHEET 7 SHEET 7
MAX. SASH E | MAX. SASH E |
HEIGHT HEIGHT
MAX. D.L.O. MAX. D.L.O.
HEIGHT SEE \ (ﬁﬂ HEIGHT SEE \
SHEET 11 14 \14/ SHEET 11
| yuuwd | | a
\ I \
MAX. PANEL
aa (ﬂﬂ OPENING HEIGHT @ /E
< SEE SHEET 7
12 > 12 A13/ * 12 > 12 |
————— —————— ————— ——————
MAX. LOCK RAIL
—=| SPANSEE  f=—
SHEET 7 NOTE: SASHES CAN BE MIRRORED.
ELEVATION ELEVATION

DOUBLE GLAZED DOOR W/ KICK PANEL

DOUBLE DOOR SIZE NOTES:
D.L.O. WIDTH = FRAME WIDTH/2 - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH/2 - 0.812"
SASH HEIGHT = FRAME HEIGHT - 3.094"

NOTE: SEE SHEET 8 FOR QUALIFIED
OPTIONS FOR ALL CONFIGURATIONS.

DOUBLE DOOR W/ GLAZED AND FLAT DOOR

DOUBLE DOOR SIZE NOTES:
D.L.O. WIDTH = FRAME WIDTH/2 - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

PP.

SASH WIDTH = FRAME WIDTH/2 - 0.812" DE
SASH HEIGHT = FRAME HEIGHT - 3.094"

SIGNATIONS "X" AND "O"

STAND FOR THE FOLLOWING:

X: FIXED SASH
O: OPERABLE SASH
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
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MAX. FRAME WIDTH

SEE SHEET 7
MAX. D.L.O. MAX. SASH
~= WIDTH SEE —— WIDTH
SHEET 11

HElGHT SEE "O" non
SHEET 7
MAX. SASH E
HEIGHT
MAX. D.L.O.
HEIGHT SEE
SHEET 11 E

A
MAX. FRAME W /l l W k

MAX. FRAME WIDTH

ELEVATION
DOUBLE GLAZED DOOR

SEE SHEET 7
MAX. SASH ____
WIDTH
(ﬂﬂ (ﬂ
EYNEY, EYNEY,
E
a :
(o E (D
15 15 15
ore MAX. FRAME v 4\ V’
HEIGHT SEE o o
SHEET 7
MAX. SASH ]
HEIGHT
E
— | —
E E
12 12
E
——g——— ——y———

NOTE: SEE SHEET 8 FOR QUALIFIED
OPTIONS FOR ALL CONFIGURATIONS.

DOUBLE DOOR SIZE NOTES:
D.L.O. WIDTH = FRAME WIDTH/2 - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH/2 - 0.812"
SASH HEIGHT = FRAME HEIGHT - 3.094"

ELEVATION
DOUBLE FLAT DOOR

DESIGNATIONS "X" AND "O"
STAND FOR THE FOLLOWING:
X: FIXED SASH
O: OPERABLE SASH
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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MAX. FRAME WIDTH

SEE SHEET 7

MAX. SASH
WIDTH

MAX. D.L.O.
~= WIDTH SEE —=—
SHEET 11

MAX. FRAME
HEIGHT SEE
SHEET 7

MAX. SASH

HEIGHT

MAX. D.L.O.
HEIGHT SEE
SHEET 11

| o

Z ]

ELEVATION

SINGLE GLAZED DOOR

NOTE: SEE SHEET 8 FOR QUALIFIED
OPTIONS FOR ALL CONFIGURATIONS.

MAX. FRAME WIDTH

SEE SHEET 7

MAX. SASH
WIDTH

MAX. FRAME
HEIGHT SEE
SHEET 7

MAX. SASH

HEIGHT

12

SINGLE DOOR SIZE NOTES:

D.L.O. WIDTH = FRAME WIDTH - 10.376"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH - 2.813"
SASH HEIGHT = FRAME HEIGHT - 3.094"

ELEVATION

SINGLE FLAT DOOR

&P

DESIGNATIONS "X" AND "0"
STAND FOR THE FOLLOWING:
X: FIXED SASH
O: OPERABLE SASH
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MAX. FRAME WIDTH

SEE SHEET 7
MAX. D.L.O. MAX. SASH
~= WIDTH SEE —= WIDTH
SHEET 11
K 12 ; K 12 ;
/‘— / g

A
W

16
MAX. FRAME l & OPP.
HEIGHT SEE ny ny
SHEET 7
MAX. SASH
HEIGHT
MAX. D.L.O.
HEIGHT SEE (Aﬂ
SHEET 11 14
———— ‘
MAX. PANEL
OPENING HEIGHT
@ p @ SEE SI-*|EET 7
——— ————
MAX. LOCK RAIL
SPAN SEE -—
SHEET 7

FIXED DOUBLE GLAZED DOOR W/ KICK PANEL

ELEVATION

MAX. FRAME WIDTH

MAX. SASH
WIDTH

SEE SHEET 7
K 13 ;

o\ )
16 16
MAX. FRAME oPt 4
HEIGHT SEE X! X!
SHEET 7
MAX. SASH
HEIGHT
D D
13 13
——— ————

NOTE: SEE SHEET 8 FOR QUALIFIED
OPTIONS FOR ALL CONFIGURATIONS.

DOUBLE DOOR SIZE NOTES:

D.L.O. WIDTH = FRAME WIDTH/2 - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH/2 - 0.812"
SASH HEIGHT = FRAME HEIGHT - 3.094"

ELEVATION
FIXED DOUBLE FLAT DOOR

R

DESIGNATIONS "X" AND "0"
STAND FOR THE FOLLOWING:
X: FIXED SASH
O: OPERABLE SASH
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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NOTE: SASHES CAN BE MIRRORED.

MAX. FRAME
HEIGHT SEE

MAX. FRAME WIDTH

SEE SHEET 7
MAX. D.L.O. MAX. SASH
~= WIDTH SEE —=— WIDTH
SHEET 11

)

(A

A
W

MAX. SASH E
HEIGHT

SHEET 7

MAX. D.L.O.
HEIGHT SEE
SHEET 11

IR | IS

noll lell

DM @,

NOTE: OX ASTRAGAL DETAIL IS
SIMILAR TO B/15, WITHOUT THE USE
OF THE LOCKING HARDWARE ON THE
FIXED DOOR.

ELEVATION
OPERABLE TO FIXED DOOR

DOUBLE DOOR SIZE NOTES:

D.L.O. WIDTH = FRAME WIDTH/2 - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH/2 - 0.812"
SASH HEIGHT = FRAME HEIGHT - 3.094"

16

OPP.

MAX. FRAME WIDTH

SEE SHEET 7

MAX. SASH
WIDTH

MAX. D.L.O.
~=+ WIDTH SEE —=—
SHEET 11

&,

MAX. FRAME
HEIGHT SEE

SHE

ET7

D
N

MAX. SASH
HEIGHT

MAX. D.L.O.
HEIGHT SEE
SHEET 11

ELEVATION

6

&P

FIXED SINGLE GLAZED DOOR

NOTE: SEE SHEET 8 FOR QUALIFIED
OPTIONS FOR ALL CONFIGURATIONS.

PP.

MAX. FRAME WIDTH
SEE SHEET 7

MAX. SASH
WIDTH

&,

D
R

6 PH. IL

MAX. FRAME
HEIGHT SEE Y
SHEET 7
MAX. SASH
HEIGHT
||
D
13
——y———
ELEVATION

FIXED SINGLE FLAT DOOR

SINGLE DOOR SIZE NOTES:
D.L.O. WIDTH = FRAME WIDTH - 9.625"
D.L.O. HEIGHT = FRAME HEIGHT - 10.656"

SASH WIDTH = FRAME WIDTH - 2.813"
SASH HEIGHT = FRAME HEIGHT - 3.094"

DESIGNATIONS "X" AND "O"

X: FIXED SASH

O: OPERABLE SASH

STAND FOR THE FOLLOWING:
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LOCKING HARDWARE SCHEDULE

OPTION DESCRIPTION
A HOPPE MULTIPOINT LOCK WITH SHOOT BOLTS
B MORTISE LOCK WITH SURFACE BOLTS
FRAME WIDTH

FRAME
HEIGHT

I [7 /

/N

|/ N\

"X/0" "X/0"

\ /

. !
\ / PANEL
OPENING HEIGHT
>( SEE TABLE BELOW
LOCK RAIL
—=| SPANSEE =

TABLE BELOW

KICK PANEL DESIGN PRESSURE TABLE (PSF)
OPENING | LOCK RAIL
HEIGHT SPAN POS. (+) | NEG. ()

(IN.) (IN.)

33.06 24.00 70.0 -70.0
29.06 27.00 70.0 -70.0
26.06 30.00 70.0 -70.0
24.06 33.00 70.0 -70.0
21.06 36.00 56.7 -56.7
20.06 39.00 453 -45.3

DOUBLE DOOR DESIGN PRESSURE TABLE (PSF)

DOUBLE DOOR DESIGN PRESSURE TABLE (PSF)

FRAME DIMENSIONS | HARDWAREA | HARDWARE B FRAME DIMENSIONS | HARDWAREA | HARDWARE B
FRAME | FRAME FRAME | FRAME
WIDTH | HEIGHT |[POS. (+) |NEG. (-) | POS. (+) | NEG. (-) WIDTH | HEIGHT |[POS. (+)|NEG. (-) | POS. (+) | NEG. (-)
(IN.) (IN.) (IN.) (IN.)
48 700 | 700 | 650 | -65.0 48 700 | 700 | 650 | -65.0
54 700 | 700 | 650 | -65.0 54 700 | 700 | 650 | -65.0
60 700 | 700 | 650 | -65.0 60 700 | -70.0 | 65.0 | -65.0
66 700 | 700 | 650 | -65.0 66 108 700 | 700 | 595 | 595
72 80-89 | 700 | 700 | 650 | -65.0 72 700 | 700 | 549 | -54.9
78 700 | -70.0 | 65.0 | -65.0 78 700 | -70.0 - -
84 700 | 700 | 650 | -65.0 84 700 | -70.0 - -
90 700 | 700 | 650 | -65.0 90 700 | -70.0 - -
9% 700 | -70.0 | 65.0 | -65.0 48 700 | -70.0 | 65.0 | -65.0
48 700 | 700 | 650 | -65.0 54 700 | 700 | 60.9 | -60.9
54 700 | 700 | 650 | -65.0 60 700 | 700 | 551 | -55.1
60 700 | 700 | 650 | -65.0 66 114 700 | 700 | 504 | -50.4
66 700 | 700 | 650 | -65.0 72 700 | -70.0 - -
72 90 700 | 700 | 650 | -65.0 78 700 | -70.0 - -
78 700 | 700 | 650 | -65.0 84 700 | -70.0 - -
84 700 | 700 | 650 | -65.0 48 700 | 700 | 583 | 583
90 700 | 700 | 650 | -65.0 54 700 | 700 | 521 | -52.1
9% 700 | -70.0 - - 60 700 | 700 | 471 | 471
48 700 | -70.0 | 65.0 | -65.0 66 120 700 | -70.0 | 43.0 | -43.0
54 700 | 700 | 650 | -65.0 72 700 | -70.0 - -
60 700 | 700 | 650 | -65.0 78 700 | -70.0 - -
66 700 | -70.0 | 65.0 | -65.0 84 700 | -70.0 - -
72 9% 700 | 700 | 650 | -65.0 48 700 | 700 | 503 | -50.3
78 700 | 700 | 650 | -65.0 54 700 | 700 | 449 | -449
84 700 | -70.0 | 65.0 | -65.0 60 16 700 | -70.0 | 406 | -406
90 700 | -70.0 - - 66 700 | -70.0 - -
9% 700 | -70.0 - - 72 69.4 | -69.4 - -
48 700 | -70.0 | 65.0 | -65.0 78 644 | -64.4 - -
54 700 | 700 | 650 | -65.0 48 700 | 700 | 437 | 437
60 700 | 700 | 650 | -65.0 54 700 | 700 | 39.0 | -39.0
66 700 | -70.0 | 65.0 | -65.0 60 132 700 | -70.0 | 352 | -35.2
72 102 700 | 700 | 650 | -65.0 66 653 | 653 - -
78 700 | 700 | 61.1 | 611 72 60.2 | -60.2 - -
84 700 | -70.0 - - 48 700 | -70.0 | 382 | -38.2
90 700 | -70.0 - - 54 69.2 | 69.2 | 341 | -34.1
9% 700 | -70.0 - - 60 138 625 | 625 - -
66 570 | -57.0 - -
72 525 | 525 - -
48 632 | 682 | 33.6 | -336
54 608 | -60.8 | 30.0 | -30.0
60 144 549 | 549 - -
66 50.1 | -50.1 - -

NOTE: FOR SINGLE DOOR CONFIGURATIONS
DIVIDE THE FRAME WIDTH BY TWO. FOR FIXED
DOORS USE VALUES FOR HARDWARE TYPE A

\
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

MINC
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL46584
DATE: 10.21.2024
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SCALE: NTS
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SHEET: REV.
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QUALIFIED CONFIGURATIONS

OPERABLE DOUBLE DOOR - 00O

DOUBLE FIXED DOOR - XX

OPTIONS HARDWARE A HARDWARE B
LEFT SASH RIGHT SASH LEFT SASH RIGHT SASH
FULL GLAZED PANEL YES YES YES YES
FULL FLAT DOOR YES YES YES YES
LOCK RAIL YES YES YES YES
THERMALLY BROKEN THRESHOLD YES YES NO NO
STANDARD THRESHOLD YES YES YES YES
OPERABLE-FIXED DOOR - OX/XO
HARDWARE A HARDWARE B
OPTIONS
OPERABLE SASH | FIXED SASH | OPERABLE SASH |  FIXED SASH
FULL GLAZED PANEL YES YES YES YES
FULL FLAT DOOR YES YES YES YES
LOCK RAIL YES YES YES YES
THERMALLY BROKEN THRESHOLD YES YES NO NO
STANDARD THRESHOLD YES YES YES YES
SINGLE ACTIVE DOOR - O
OPTIONS HARDWAREA | HARDWARE B
FULL GLAZED PANEL YES YES
FULL FLAT DOOR YES YES
LOCK RAIL YES YES
THERMALLY BROKEN THRESHOLD YES NO
STANDARD THRESHOLD YES YES

OPTIONS LEFT SASH RIGHT SASH
FULL GLAZED PANEL YES YES
FULL FLAT DOOR YES YES
LOCK RAIL YES YES
THERMALLY BROKEN THRESHOLD YES YES
STANDARD THRESHOLD YES YES
SINGLE FIXED DOOR - X
OPTIONS SASH
FULL GLAZED PANEL YES
FULL FLAT DOOR YES
LOCK RAIL YES
THERMALLY BROKEN THRESHOLD YES
STANDARD THRESHOLD YES
LOCK RAIL
OPTION # CONFIGURATIONS
1 GLAZED OVER GLAZED
2 GLAZED OVER PANEL

\
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

MINC
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL46584
DATE: 10.21.2024

DESIGNATIONS "X" AND "O"
STAND FOR THE FOLLOWING:
X: FIXED SASH
O: OPERABLE SASH

DWG. BY: CHK. BY:
SH HFEN
SCALE: NTS
owe.#. RWDO08
SHEET: REV.
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6" MAX. __
FROM CORNERS

MAX. O.C.

SPACING SEE
TABLE BELOW

T T T

AN
AN

)

"X/0" "X/0"

6" MAX.
FROM CORNERS

MAX. O.C.

L

MAX. O.C.
SPACING SEE
TABLE BELOW

/
I/

N e
NI

SPACING SEE "X /0" "y /O"

MAX. O.C.
SPACING SEE
TABLE BELOW

TABLE BELOW

REFER TO SHEET 11 FOR INSTALLATION
DETAILS AND ANCHOR SCHEDULE.

6" MAX. _f

FROM CORNERS MAX. O.C.

SPACING SEE
TABLE BELOW

ANCHOR LAYOUT

| 21-3/8" MAX.
FROM CORNERS

THROUGH FRAME/THROUGH EXTENSION - HEAD/JAMBS

CLIP- SILL

APPLIES TO ALL DOUBLE DOOR CONFIGURATIONS

i =

6" MAX. _f
FROM CORNERS

NOTE: NO ANCHORS REQUIRED AT THE SILL
WHEN WOOD SILL OR NON-THERMALLY
BROKEN SILL ARE USED AT THE FRAME SIZES
LISTED FOR HARDWARE B ON SHEET 7.

A

MAX. O.C.
SPACING SEE
TABLE BELOW

| 21-3/8" MAX.
FROM CORNERS

ANCHOR LAYOUT
FLAT CLIP - HEAD/JAMBS
CLIP- SILL
PPLIES TO ALL DOUBLE DOOR CONFIGURATIONS

ANCHOR SPACING TABLE

DESIGN
INSTALLATION METHOD PRESSURE HEAD JAMBS SILL
THROUGH FRAME/ X <40 PSF 14-1/2 24 20-5/8"
THROUGH EXTENSION 40 < X PSF 8" 15-1/2" 20-5/8"
X <40 PSF 18" 24" 20-5/8"
FLAT CLIP
40 < X PSF 10-5/16" 18" 20-5/8"

\
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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SCALE: NTS
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6" MAX.
FROM CORNERS

!,&HAH‘

MAX. O.C.

|

MAX. O.C.
SPACING SEE
TABLE BELOW

e

b

\

\

llx/oll

i

6" MAX. _f
FROM CORNERS

ANCHOR LAYOUT

SPACING SEE
TABLE BELOW

REFER TO SHEET 11 FOR INSTALLATION
DETAILS AND ANCHOR SCHEDULE.

14" MAX.
FROM CORNERS

THROUGH FRAME/THROUGH EXTENSION - HEAD/JAMBS
CLIP-
APPLIES TO ALL SINGLE DOOR CONFIGURATIONS

SILL

NOTE: NO ANCHORS REQUIRED AT THE SILL
WHEN WOOD SILL OR NON-THERMALLY
BROKEN SILL ARE USED AT THE FRAME SIZES
LISTED FOR HARDWARE B ON SHEET 7.

6" MAX.
FROM CORNERS

MAX. O.C.
SPACING SEE
TABLE BELOW

L

MAX. O.C.
SPACING SEE
TABLE BELOW

]

-

\

\

llx/oll

6" MAX. _f
FROM CORNERS

| 14" MAX.
FROM CORNERS

ANCHOR LAYOUT

FLAT CLIP - HEAD/JAMBS
CLIP- SILL

APPLIES TO ALL SINGLE DOOR CONFIGURATIONS

ANCHOR SPACING TABLE
DESIGN

INSTALLATION METHOD PRESSURE HEAD JAMBS SILL
THROUGH FRAME/ X <40 PSF 14-1/2 24" 20-5/8"
THROUGH EXTENSION 40 < X PSF 8" 15-1/2" 20-5/8"
X <40 PSF 18" 24" 20-5/8"

FLAT CLIP

40 < X PSF 10-5/16" 18" 20-5/8"
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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DOW 795
STRUCTURAL
SILICONE

DOW 995
STRUCTURAL
SILICONE

1-1/8" O.A. INSULATED GLASS CONSISTING OF:
1/8" ANNEALED GLASS

0.030" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

EXTERIOR

GLAZING DETAIL 1

1/2" ALUMINUM SPACER

1/8" ANNEALED GLASS

0.090" SAFLEX PVB INTERLAYER
1/8" ANNEALED GLASS

- INTERIOR EXTERIOR
\\

™ ) DOW 795

\ 1/2"MIN.  sTRUCTURAL

DOW 995
2 STRUCTURAL
-~ SILICONE

DOW 795
STRUCTURAL
SILICONE

DOW 995
STRUCTURAL
SILICONE

EXTERIOR

GLAZING DETAIL 3

1-3/16" O.A. INSULATED GLASS CONSISTING OF:
1/8" ANNEALED GLASS

0.030" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

~

1/2" ALUMINUM SPACER

3/16" ANNEALED GLASS

0.090" SAFLEX PVB INTERLAYER
3/16" ANNEALED GLASS

INTERIOR

1/2" MIN.
GLASS BITE

-

GLAZING DETAIL 2

7/16" O.A. LAMINATED GLASS CONSISTING OF:
3/16" ANNEALED GLASS

0.090" SAFLEX PVB INTERLAYER

3/16" ANNEALED GLASS

—— INTERIOR EXTERIOR

\ ) DOW 795
\ 1/2" MIN. STRUCTURAL

\
4\\_{ GLASS BITE SILICONE

DOW 995
2 STRUCTURAL
-~ SILICONE

DOW 795
STRUCTURAL
SILICONE

DOW 995
STRUCTURAL
SILICONE

1-3/16" O.A. INSULATED GLASS CONSISTING OF:

3/16" ANNEALED GLASS
0.090" SAFLEX PVB INTERLAYER

3/16" ANNEALED GLASS
1/2" ALUMINUM SPACER
1/4" TEMPERED GLASS

- INTERIOR

N\ 1/2" MIN.

\\ GLASS BITE

-

GLAZING DETAIL 4

3/4" PLYWOOD

EXTERIOR

KICK PANEL DETAIL

INTERIOR

AN 1/2" MIN.

\ GLASS BITE

GLASS LOAD CAPACITY (PSF)

GLASS LOAD CAPACITY (PSF)

\
REILLY

GLAZING NOTES:

SITE SPECIFIC BASIS.

P

NOTE: TESTED PANEL SHOWN, PANEL MAY
USE VENEER/CLADDING IN ACCORDANCE
ed WITH MANUFACTURERS SPECIFICATIONS.

IN FBC CHAPTER 24.

\-

HEREIN.

1. GLASS TYPE COMPLIES WITH ASTM E1300 REQUIREMENTS. PER THE FBC,
TEMPER AND SAFETY GLAZING REQUIREMENTS SHALL BE REVIEWED ON A

2. SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED
3. SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS WIDER

THAN 36" AS PER FBC CHAPTER 24.
4. D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES SHOWN

D.L.O. 6L GL-2,GL-3 & D.L.O. 6Lt GL-2,GL-3 & ARCHITECTURAL
DIMENSIONS GL-4 DIMENSIONS GL4 901 Burman Bivd, Building 701 Calverton, NY 11933
DLO DLO DLO DLO P 631-208-0710 F 631-208-07 | www.reillyarch.com
WIDTH | HEIGHT P(?r)s' N(E_)G' P(?j" N(E)G WIDTH | HEIGHT P(?j" N(E)G P(?r)s' N(E_)G'
(IN) | (IN) (IN) | (N
14.375 70.0 | -70.0 | 70.0 | -70.0 14.375 70.0 | -70.0 | 70.0 | -70.0 o G
17.375 70.0 | -70.0 | 70.0 | -70.0 17.375 70.0 | -70.0 | 70.0 | -70.0 2 Z c
20.375 70.0 | -70.0 | 70.0 | -70.0 | [20.375 70.0 | -70.0 | 70.0 | -70.0 5 43 GE et
23.375 70.0 | -70.0 | 70.0 | -70.0 23.375 70.0 | -70.0 | 70.0 | -70.0 zZ5 g g Oktj § 5 ‘3‘;
26.375 | 67.34 | 70.0 | -70.0 | 70.0 | -70.0 | | 26.375 | 91.34 | 70.0 | -70.0 | 70.0 | -70.0 - > 58z Brg
29.375 70.0 | -70.0 | 70.0 [ -70.0 | [29.375 70.0 | -70.0 | 70.0 | -70.0 £2 &9 9z $88%
32.375 70.0 | -70.0 | 70.0 | -70.0 32375 70.0 | -70.0 | 70.0 | -70.0 §§ g % = 2% :
35.375 64.1 | -64.1 | 64.1 | -64.1 35.375 - - 64.1 | -64.1 =2 % 2 5‘ § 5
38.375 59.1 | -59.1 | 59.1 | -50.1 38.375 - - 59.1 | -59.1 © 0g g @
14.375 70.0 | -70.0 | 70.0 | -70.0 14.375 70.0 | -70.0 | 70.0 | -70.0 g © = g
17.375 70.0 | -70.0 | 70.0 | -70.0 17.375 70.0 | -70.0 | 70.0 | -70.0 2 o oS
20.375 70.0 | -70.0 | 70.0 | -70.0 20.375 70.0 | -70.0 | 70.0 | -70.0 E § §
23.375 70.0 | -70.0 | 70.0 | -70.0 23375 | oo, | 70.0 [ -70.0 | 70.0 | -70.0 = x =
26.375 | 73.34 | 70.0 | -70.0 | 70.0 | -70.0 26.375 70.0 | -70.0 | 70.0 | -70.0 e TARKS e TOATE
29.375 70.0 | -70.0 | 70.0 | -70.0 29.375 70.0 | -70.0 | 70.0 | -70.0
32.375 70.0 | -70.0 | 70.0 | -70.0 32.375 - - 70.0 | -70.0 2026 FBC UPDATE LS [06/26
35.375 64.1 | -64.1 | 64.1 | -64.1 35.375 - - 64.1 | -64.1
38.375 59.1 | -59.1 | 59.1 | -59.1 14.375 70.0 | -70.0 | 70.0 | -70.0
14.375 70.0 | -70.0 | 70.0 | -70.0 17.375 70.0 | -70.0 | 70.0 | -70.0
17.375 70.0 | -70.0 | 70.0 | -70.0 | | 20.375 70.0 | -70.0 | 70.0 | -70.0 [T INSTALCATION DETAILS DESCRIBED HEREIN ARE GENERIG
20375 700 | 700 | 70.0 | -70.0 | [23.375 | 109.34 | 70.0 | 70.0 | 70.0 | -70.0 SITE. IF SITE CONDITIONS CAUSE INSTALLATION 0 DEVIATE
23.375 70.0 | -70.0 | 70.0 | -70.0 26.375 70.0 | -70.0 | 70.0 | -70.0 ENGINDEggufﬁngg*;gggg;m&HPﬁgfgggglu*;Eﬁ;ﬁﬂﬂc
26.375 | 79.34 | 70.0 | -70.0 | 70.0 | -70.0 29.375 - - 70.0 | -70.0
29.375 70.0 | -70.0 | 70.0 | -70.0 32.375 - - 70.0 | -70.0
32.375 70.0 | -70.0 | 70.0 | -70.0 14.375 70.0 | -70.0 | 70.0 | -70.0
35.375 64.1 | -64.1 | 64.1 | -64.1 17.375 70.0 | -70.0 | 70.0 | -70.0
38.375 - - 59.1 | -59.1 20375 | o4, | 70.0 [ -70.0 | 70.0 | -70.0 S
14.375 70.0 | -70.0 | 70.0 | -70.0 23.375 70.0 | -70.0 | 70.0 | -70.0 N
17.375 70.0 | -70.0 | 70.0 | -70.0 26.375 - - 70.0 | -70.0 =%
20.375 70.0 | -70.0 | 70.0 | -70.0 29.375 - - 70.0 | -70.0 § -
23.375 70.0 | -70.0 | 70.0 | -70.0 14.375 70.0 | -70.0 | 70.0 | -70.0 =
26.375 | 85.34 | 70.0 | -70.0 | 70.0 | -70.0 17.375 70.0 | -70.0 | 70.0 | -70.0 2/
29.375 70.0 | -70.0 | 70.0 | -70.0 20.375 | 121.34 | 70.0 | -70.0 | 70.0 | -70.0 %
32.375 70.0 | -70.0 | 70.0 | -70.0 23.375 70.0 | -70.0 | 70.0 | -70.0 AN R0 P\
35.375 64.1 | -64.1 | 64.1 | -64.1 26.375 - - 70.0 | -70.0 oo @%%}ﬂ% s
38.375 - - 59.1 | -59.1 14.375 70.0 | -70.0 | 70.0 | -70.0 e oy JAMLRLSS2
17.375 70.0 | -70.0 | 70.0 | -70.0
20.375 | 127.34 | 70.0 | -70.0 | 70.0 | -70.0 FL#:
23.375 70.0 | -70.0 | 70.0 | -70.0 FL46584
26.375 - - 70.0 | -70.0
14.375 700 | -70.0 | 70.0 | -700 DATE: 10.21.2024
17.375 70.0 | -70.0 | 70.0 | -70.0 DWG. BY: CHK. BY:
20.375 | 133.34 | 70.0 | -70.0 | 70.0 | -70.0 SH HEN
23.375 - - | 700 | -700 SCALE: NTS
26.375 - - 70.0 | -70.0 owe.# RWDOOS
SHEET: REV.

5. GLAZING DETAILS SHOWN WITHOUT GLAZING BEADS HAVE PASSED TESTING
WITHOUT GLAZING BEADS AND MAY BE USED WITH ANY COMPATIBLE
GLAZING BEADS THAT THE MANUFACTURER OFFERS.
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MAX.
FRAME
HEIGHT

MAX.
FRAME
HEIGHT

7 A

MAX.
MAX. FRAME
SASH HEIGHT

HEIGHT I

MAX.
D.L.O.
HEIGHT SEE GLAZING DETAILS,
i SHEET 11
EXTERIOR INTERIOR
\ 1 2 ] OPERABLE GLAZED HEAD
HARDWARE A
EXTERIOR INTERIOR
MAX. SEE GLAZING DETAILS,
D.L.O. SHEET 11
HEIGHT -4
MAX. e ¢
SASH l / \\
!
HEIGHT i \} MAX.
\ ] FRAME
\ A HEIGHT
12 1T 1T ?
(3 : J ;% I (10

MAX.
MAX. FRAME
SASH HEIGHT
HEIGHT
EXTERIOR INTERIOR
/BN VERTICAL SECTION
\lZ/ OPERABLE FLAT DOOR HEAD
HARDWARE A
EXTERIOR INTERIOR
AN
N
MAX. MAX.
SASH FRAME
HEIGHT HEIGHT

| | H—o

#12 WOOD SCREW

MAX.
SASH
HEIGHT

)

MAX.
D.L.O.
HEIGHT

f

AT 6" FROM FRAME EDGE
AND MAX. 8" O.C.

SEE GLAZING DETAILS,
SHEET 11

EXTERIOR

INTERIOR

T\ VERTICAL SECTION

\12/

MAX.
SASH
HEIGHT

EXTERIOR

FIXED GLAZED HEAD

INTERIOR

?

MAX.
D.L.O.
HEIGHT

l

Se—~——~—

SEE GLAZING DETAILS,

/ SHEET 11

\

\
\
\
|
|
/

#12 WOOD SCREW
/ AT 6" FROM FRAME EDGE

AND MAX. 8.5" O.C.

(19

- !
22) 8 "‘ % 2D I

D\ VERTICAL SECTION

\ I Z / OPERABLE GLAZED THERMALLY BROKEN SILL

HARDWARE A

7B\ VERTICAL SECTION

\ I Z JOPERABLE FLAT DOOR THERMALLY BROKEN SILL
HARDWARE A

7F\ VERTICAL SECTION

\ I Z / FIXED GLAZED THERMALLY BROKEN SILL

\
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AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
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#12 WOOD SCREW
AT 6" FROM FRAME EDGE

=] r\J,—7"7\4 U < LJI <7 - |_U_ H A4 u\_}
Com D E 0 Com o ]
| I— I:'_ - —_——
® o e
L1
g |
MAX. MAX. MAX. Pid
FRAME  MAX. FRAME  MAX. | FRAME  MAX. A
HEIGHT  SASH HEIGHT  SASH HEIGHT  SASH
HEIGHT HEIGHT I HEIGHT
MAX. H
D.L.O.
HEIGHT SEE GLAZING DETAILS,
\ i SHEET 11 \
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR

/AN VERTICAL SECTION 7B\ VERTICAL SECTION T\ VERTICAL SECTION

\l_?,/ FIXED FLAT DOOR HEAD @ OPERABLE GLAZED HEAD \l3/ OPERABLE FLAT DOOR HEAD

AT 6" FROM FRAME EDGE
AND MAX. 8.5" O.C.

HARDWARE B HARDWARE B
EXTERIOR INTERIOR EXTERIOR INTERIOR
\ ? \
MAX.
D.L.O. SEE GLAZING DETAILS,
HEIGHT V" SHEET 11
MAX. MAX. |1l
MAX. SASH MAX. SASH 7 \/

FRAME  HEIGHT FRAME  HEIGHT 7 NIt

HEIGHT HEIGHT /
h
\ 1

#12 WOODSCREW | | | T //@

NOTE: WOOD SILL LIMITED TO SIZES AND
— PRESSURES FOR HARDWARE B ON SHEET 7.

EJ/H

7B\ VERTICAL SECTION

\l?,/ OPERABLE GLAZED SILL
HARDWARE B

D\ VERTICAL SECTION

\J 3/ FIXED FLAT DOOR THERMALLY BROKEN SILL

\
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(Wz3) (IMPACT)
BUILDING DROPS, INC.
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

VERTICAL SECTIONS

BUILDING DROPS

TITLE: RWD45 WOOD INSWING DOOR

PREPARED BY:

REMARKS BY

o
>
-~
m

2026 FBC UPDATE LS |06/26
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SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
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DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 @%ﬁ/ﬁ&%}rﬁg% 2-15

MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

" FL46584
DATE: 10.21.2024

FL

DWG. BY: CHK. BY:
SH HFN

SCALE: NTS

pwaG.# RWDO0O0S8

SHEET: REV.

13 =
OF 19)




7/9/2026 2:40 PM

c:\users\lucianosanchez\building drops, inc\building drops landing - documents\common\projects\2026 code change projects\reilly architectural\cc-26-0587.1 - 2026 code change\dwgs\fl46584-r0\rwd008.dwg

MAX.
FRAME
HEIGHT

MAX.
SASH
HEIGHT

{

MAX. D.L.O.

HEIGHT

}

MAX. D.L.O.

HEIGHT

+

EXTERIOR

S————

SEE GLAZING DETAILS,
SHEET 11

o

SEE PANEL DETAILS,
SHEET 11

INTERIOR

/AN VERTICAL SECTION

\14/

MID-RAIL
GLASS OVER PANEL

MAX.
FRAME
HEIGHT

MAX.
SASH
HEIGHT

|

MAX. D.L.O.

HEIGHT

SEE GLAZING DETAILS,
SHEET 11

N 7
T ] /@

i

MAX. D.L.O.

HEIGHT

+

EXTERIOR

SEE GLAZING DETAILS,
SHEET 11

INTERIOR

/B VERTICAL SECTION

\14/

MID-RAIL
GLASS OVER GLASS

\
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\-

SEE GLAZING
5 DETAILS,
SHEET 11
O ? - INTERIOR
> / o
R / .
!
Fean— ! T
l\\ | AN
Z| \\\ ///
oo
| ! 1 EXTERIOR
S I
14 |
L——e——J1
MAX. D.L.O.

WIDTH

MAX. SASH WIDTH

MAX. FRAME WIDTH —

/A\HORIZONTAL SECTION

HINGE JAMB
GLAZED SASH

\15/

INTERIOR
5
AN
: ®/
EXTERIOR

MAX. SASH WIDTH

MAX. FRAME WIDTH ——— =

/D\HORIZONTAL SECTION

\15/ HINGE JAMB

FLAT DOOR

~— MAX. SASH WIDTH
SEE GLAZING DETAILS,
M%;ho SHEET 11
INTERIOR INTERIOR
\
L~ '
\\\ // \\
EXTERIOR / @9/ EXTERIOR
SEE GLAZING DETAILS, MAX. D.L.O.
SHEET 11 WIDTH
MAX. SASH WIDTH
MAX. FRAME WIDTH
/B \HORIZONTAL SECTION
\lS/ ASTRAGAL
GLAZED - GLAZED
MAX. SASH WIDTH
INTERIOR /@ INTERIOR
g \ il \ -
T by
o | @ = —-\/I ANN
3 ﬁ .—

% T

EXTERIOR

MAX. FRAME WIDTH

A
@&

EXTERIOR

MAX. SASH WIDTH — =

/E\HORIZONTAL SECTION

ASTRAGAL

\15/

FLAT DOOR - FLAT DOOR

SEE GLAZING

DETAILS,

SHEET 11

INTERIOR _ % /“
7 ‘: g
\\\ E
N
EXTERIOR :
Pl
3
MAX. D.L.O.
WIDTH
MAX. SASH WIDTH

MAX. FRAME WIDTH

/C\HORIZONTAL SECTION
\lS/ LOCK JAMB

GLAZED SASH

INTERIOR

3 9 po

ra
4

.

|
|
EXTERIOR L

MAX. SASH WIDTH

—— MAX. FRAME WIDTH

ZF\HORIZONTAL SECTION
\lS/ LOCK JAMB

FLAT DOOR

\
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SEE GLAZING
DETAILS,
SHEET 11

INTERIOR

5
’ EXTERIOR
. \__ #12 wooD ===
; SCREW AT 6"
~™""1  FROM FRAME MAX. D.L.O.
EDGE AND MAX. WIDTH
15.5" 0.C.
MAX. SASH WIDTH

MAX. FRAME WIDTH — =

/AN\HORIZONTAL SECTION

FIXED JAMB
GLAZED SASH

\16/

MAX. SASH WIDTH

MAX. D.L.O.
WIDTH

INTERIOR

_———

l
1

-

SEE GLAZING
DETAILS,
SHEET 11
INTERIOR r
\
S \
+ |
y | ]
/
\\\\ /// —|
EXTERIOR
MAX. D.L.O.
WIDTH

MAX. SASH WIDTH

DETAILS,
SHEET 11

MAX. FRAME WIDTH

EXTERIOR
SEE GLAZING

/B N\HORIZONTAL SECTION

\16/

———— MAX.SASH WIDTH — =

MAX. SASH WIDTH

MAX. FRAME WIDTH

INTERIOR % ? INTERIOR
o___ \ . / i
{ 7
N\
5 2
EXTERIOR b @D/ EXTERIOR

/D\HORIZONTAL SECTION

\16/

FIXED ASTRAGAL
FLAT DOOR - FLAT DOOR

FIXED ASTRAGAL
GLAZED - GLAZED

MAX. SASH WIDTH

INTERIOR

L p _po

/ R ——

|

EXTERIOR

ne
#12 WOOD |
SCREW AT 6" | j
FROM FRAME L
EDGE AND MAX.
15.5" 0.C.

MAX. SASH WIDTH

MAX. FRAME WIDTH

/C\HORIZONTAL SECTION

\16/

FIXED JAMB
FLAT DOOR

MAX. D.L.O.
) WIDTH
(19 (200 INTERIOR
INTERIOR
\ ¢ o
\
27 | % ~\
%
EXTERIOR EXTERIOR

SEE GLAZING DETAILS,
SHEET 11

MAX. FRAME WIDTH

MAX. SASH WIDTH

/~E\HORIZONTAL SECTION

\16/

FIXED ASTRAGAL
GLAZED - FLAT DOOR

\
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
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DOCUMENTS FOR USE WITH THIS DOCUMENT.
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(

MIN. EDGE SUBSTRATE MIN. EDGE
SUBSTRATE DISTANCE MIN. BY OTHERS SUBSTRATE DISTANCE
BY OTHERS EDGE DISTANCE BY OTHERS >/ ‘
MIN. MIN. MIN.
PERIMETER SEALANT EMBEDMENT EMBEDMENT EMBEDMENT
BY OTHERS
f PERIMETER SEALANT f PERIMETER SEALANT : ! f
BY OTHERS BY OTHERS /;ﬁ U
SEE TABLE 1/2" MAX. SEE TABLE 1/2" MAX. 1/2" MAX.
BELOW FOR L | SHIM SPACE BELOW FOR — SHIM SPACE #8 WOOD SCREW __—" | SHIM SPACE
ANCHOR DETAILS ANCHOR DETAILS (2) PER FLAT CLIP
SEE TABLE
EXTERIOR EXTERIOR EXTERIOR BELOW FOR
INTERIOR INTERIOR ANCHOR DETAILS INTERIOR
HEAD - THROUGH FRAME HEAD - THROUGH EXTENSION HEAD - FLAT CLIP
@ JAMB SIMILAR \l7/ JAMB SIMILAR @ JAMB SIMILAR
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR
SEE TABLE
BELOW FOR — 1/2" MAX. 1/2" MAX. 1/2" MAX.
ANCHOR DETAILS — SHIM SPACE SHIM SPACE SHIIVlSPACE
/ PERIMETER SEALANT = Z—r— ] ‘ I
PERIMETER SEALANT MIN. BY OTHERS MIN. SET ON A BED _f_
BY OTHERS EMBEDMENT EMBEDMENT  ~ 5F §|LICONE
v SET ON A BED
OF SILICONE f
SUBSTRATE SUBSTRATE SUBSTRATE
BY OTHERS MIN. EDGE BY OTHERS MIN. EDGE BY OTHERS
DISTANCE DISTANCE
THERMALLY BROKEN SILL - CLIP NON-THERMALLY BROKEN SILL WOOD SILL
\w NON-THERMALLY BROKEN SILL - SIMILAR \w THERMALLY BROKEN SILL - SIMILAR \w
ANCHOR SCHEDULE - HEAD & JAMBS ANCHOR SCHEDULE - SILL CLIP
QUANTITY PER MIN. EDGE QUANTITY PER MIN. EDGE
METHOD LOCATION SUBSTRATE ANCHOR TYPE MIN. EMBEDMENT DISTANGE SPACING METHOD LOCATION SUBSTRATE ANCHOR TYPE MIN. EMBEDMENT DISTANGE SPACING
WOOD: MIN. SG = 0.55 #12 WOOD SCREW 1.50" 0.75" WOOD: MIN. SG = 0.55 #10 WOOD SCREW 1.50" 0.75"
METAL: 18 GAUGE STEEL, 3 THREADS MIN METAL: 18 GAUGE STEEL, 3 THREADS MIN
MIN. Fy = 33KSI #12 SELF-DRILLING PENETRATION 0.50" MIN. Fy = 33KSI #10 SELF-DRILLING PENETRATION 0.50"
THROUGH FRAME/ ALUMINUM: 1/8" MIN., SCREW BEYOND : SEE SHEETS ALUMINUM: 1/8" MIN., SCREW BEYOND : SEE SHEETS
THROUGH EXTENSION 1 6063-T5 STRUCTURE 9810 SILL CLIP 2 6063-T5 STRUCTURE 9810
CONCRETE: fc=3000PSI 1/4" ITW TAPCON 1.00" 2.50" CONCRETE: fc=3000PSI 3/16" ITW TAPCON 1.00" 2.50"
MASONRY: CMU per ASTM " N " MASONRY: CMU per ASTM " " N
€90 MIN. 2000 PSI 1/4" ITW TAPCON 1.00 2.50 €90 MIN. 2000 PSI 3/16" ITW TAPCON 1.00 2.50
WOOD: MIN. SG = 0.55 #12 WOOD SCREW 1.50" 0.75"
METAL: 18 GAUGE STEEL, 3 THREADS MIN
MIN. Fy = 33KSI #12 SELF-DRILLING PENETRATION 0.50"
ALUMINUM: 1/8" MIN., SCREW BEYOND : SEE SHEETS
FLAT CLIP 2 6063-T5 STRUCTURE 9810
CONCRETE: f'c=3000PSI 1/4" ITW TAPCON 1.00" 2.50"
MASONRY: CMU per ASTM " " "
C90 MIN. 2000 PSI 1/4" ITW TAPCON 1.00 2.50

N
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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BILL OF MATERIALS 575" ] = 2.75" = \
ITEM PART NO. DESCRIPTION MATERIAL MANUFACTURER |<— 3.16" —>| -—':_ / ‘] |<— 2.97" ——I R E I I I Y
1 - STILE/TOP RAIL MAHOGANY REILLY
ARCHITECTURAL
2 - BOTTOM RAIL MAHOGANY REILLY 2.75" -
901 Burman Blvd, Building 701 Calverton: NY 11933
3 _ LOCK RA”. MAHOGANY REILLY 2.75u 3.16” 4.41" 2.75,. P 631-208-0710 F 631-208-07 | www.reillyarch.com
4 - MEETING STILE MAHOGANY REILLY ;‘ —
5 - MEETING STILE MAHOGANY REILLY | \117 x G
n O wn
6 - ATRAGAL MAHOGANY REILLY -— 3.28 1 - |<_ 4.44" e Z 2 e
7 - STANDARD HEAD/JAMB MAHOGANY REILLY O ﬁ % g %m BB g
so = Shag 2
7A - 3.25" HEAD/JAMB MAHOGANY REILLY =g =3 cgIgis
STILE/TOP RAIL BOTTOM RAIL LOCK RAIL MEETING STILE 2g = SS%23
8 - ALT. HEAD/JAMB MAHOGANY REILLY MAHOGANY MAHOGANY MAHOGANY MAHOGANY oS >g 2is i2i
8 - THERMALLY BROKEN SILL BRASS REILLY 8§ o S oz Y
— =3 =
9 | 125p-4.5"X4.5" HINGES BRASS MERIT Ev Flad R
<t > @
10 - SILL CLIP S.S. VARIES g CD° g
% w =
11 HLS 9000 MULTI-POINT LOCK VARIES HOPPE 3.00" —= _>| |<_ 0.59" - o o S
= - 4.75" MIN. —=] i Z =
12 WS24 WEATHERSTRIP SILICONE RCT = o =
{ [ a =
13 SV 103A-20 WEATHERSTRIP SILICONE DEVENTER U V]
" " " REMARKS BY | DATE
14 60 DURO WEATHERSTRIP SILICONE LEGACY 2.75 :| 2.75 1.25 1.75"
2026 FBC UPDATE LS |o6/26
15 F2 FLAT CLIP ALUMINUM VARIES ||
16 - FLAT DOOR STILE/TOP RAIL ACCOYA REILLY - f
|l-— 3.62" a‘ Lap
17 - FLAT DOOR BOTTOM RAIL ACCOYA REILLY : =
S —
18 - FLAT DOOR MEETING STILE ACCOYA REILLY MEETING STILE ASTRAGAL STANDARD HEAD/JAMB AND MAY NOT RERLECT ACTUAL CONBITIONS FOR A SHECIFIC
19 - FLAT DOOR MEETING STILE ACCOYA REILLY MAHOGANY MAHOGANY MAHOGANY SFROM THE REQUIREMENTS DETALLED HEREIN, A LICERSED |
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
20 _ PLANK MAHOGAY REILLY DOCUMENTS FOR USE WITH THIS DOCUMENT.
21 - BLOCKING ACCOYA REILLY
22 - NON-THERMAL BROKEN SILL BRASS REILLY »‘ 3.25" MIN.  |=— 500" MIN }7
23 - WOOD SILL MAHOGANY REILLY * g ‘ " —f \\\
24 - MORTISE LOCK VARIES VARIES L5 195" 2.48 502" >
25 - SURFACE BOLTS S.S. REILLY ' 175" ' |— i * .V =%
26 - FIXED STILE/TOP RAIL MAHOGANY REILLY | )
f } |~ 277 =
27 - FIXED BOTTOM RAIL MAHOGANY REILLY =
7,
7,
7,
28 - FIXED MEETING STILE MAHOGANY REILLY 3.25" HEAD/JAMB ALT. HEAD/JAMB THERMALLY BROKEN SILL Z
MAHOGANY MAHOGANY BRASS 4 WORERO, PR\
29 - FIXED MEETING STILE MAHOGANY REILLY ﬂfg’umfxmc
1900 NE MIAMI COURT, STE. 2-15
30 - FLAT DOOR :;Z(ED STILE/TOP ACCOYA REILLY FBPE CERT. o’r}fmugﬁzﬁﬁéw No. 29578
|<— 4.00" —>| .
31 - ALTERNATE BOTTOM RAIL MAHOGANY REILLY T 4 FL#: FL46584
T T I
FLAT DOOR FIXED MEETING —||=— 0.13"
32 - STILE ACCOYA REILLY - 3.75" -
0.12" { ‘ DATE: 10.21.2024
23 ] FLAT DOOR FIXED MEETING ACCOYA REILLY = @__f
STILE - . DWG. BY: CHK. BY:
1.00" H 3.00" 1113 2.00" 1.69" 1.56" SH HEN
S S 1.88" —
— owa.#: RWDQ0O0OS8
SHEET: REV.
SILL CLIP FLAT CLIP FLAT DOOR STILE/TOP RAIL A
S.S. ALUMINUM ACCOYA
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@)

\-

@)

J_|<_ 3.25" —>| ‘ ‘

1.69"

[

1.56"

+

2.4

#

FLAT DOOR BOTTOM RAIL
ACCOYA

1.56"

=y

1.75"

? ?

FLAT DOOR MEETING STILE
ACCOYA

—?_

8" 2.19"

2.25"

—] f—

NON-THERMALLY BROKEN SILL
BRASS

2.75"

&)

FIXED MEETING STILE
MAHOGANY

~— 3.75'
———1 1.75"

FLAT DOOR FIXED MEETING STILE
ACCOYA

3.75" H
FLAT DOOR FIXED STILE/TOP RAIL
ACCOYA

0.50

|<— VARIES ——|
" C 5

T
E[: LT

FLAT DOOR MEETING STILE
ACCOYA

~—— 2.75"

——]

|- 275" »I__
J_lz/—L

3.30"

2.75"

-
\—L

FIXED STILE/TOP RAIL

MAHOGANY MAHOGANY

@)

"Ti

2.75"

L
~— 2.75" »|

ALTERNATE BOTTOM RAIL
MAHOGANY

2.66"

G

PLANK
MAHOGANY

3.16"

FIXED BOTTOM RAIL

_U«—»'— 1.56"
—
0.25" —T
BLOCKING
ACCOYA

FIXED MEETING STILE
MAHOGANY

o
L

- —

1.75"

_{

|——

3.75"

——

FLAT DOOR FIXED MEETING STILE
ACCOYA

()

“\\
REILLY

ARCHITECTURAL

901 Burman Blvd, Building 701 Calverton, NY 11933
P 631-208-0710 F 631-208-07 | www.reillyarch.com

m .
O
O wn
] Z 2 £
[a) -~ ]
Wy 4

O~ Ga2g s
zk . Sea5Es
=0 [ & oSRag®
;{ = o_axz
25 2 ©35223
£z 3 RS
[a g a Z§§I§§
o = og “+5
22 8 =ra
LDV aH
< >
S a g

D -9
: E Ei]g
U < S
wl a =
= w =
= [~ =
[ a =
REMARKS BY | DATE
2026 FBC UPDATE LS |06/26

JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 @%ﬁ/ﬁ&%}rﬁg% 2-15

MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

" FL46584
DATE: 10.21.2024

FL

DWG. BY: CHK. BY:
SH HFN

SCALE: NTS

pwaG.# RWDO0O0S8

SHEET: REV.

19 —
OF 19)




	Sheets and Views
	RWD008-1
	RWD008-2
	RWD008-3
	RWD008-4
	RWD008-5
	RWD008-6
	RWD008-7
	RWD008-8
	RWD008-9
	RWD008-10
	RWD008-11
	RWD008-12
	RWD008-13
	RWD008-14
	RWD008-15
	RWD008-16
	RWD008-17
	RWD008-18
	RWD008-19


		2026-08-13T17:20:33+0200
	Hermes F. Norero, P.E.
	I am approving this document




