GLOBAL PERFORMANCE WINDOWS,

DBA EPSYLON USA
TERRACE DOOR TD 1 O - SMI

[/4" FULLY TEMPERED GLASS

0.060" TROSIFOL PVB

STRUCTURAL
SILICONE
SPECTREM 2

STRUCTURAL
SILICONE
SPECTREM 2

GLASS TYPE 'G I

9/1 6" NOMINAL OVERALL
GLAZING FOR DOOR PANEL

GENERAL NOTES:

- THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH THE REQUIREMENTS OF THE &TH
EDITION OF FBC 2023/9TH EDITION OF FBC 2026 INCLUDING HIGH VELOCITY HURRICANE ZONE (HVHZ).

- DOORS ARE RATED FOR SMALL MISSILE IMPACT. IMPACT SHUTTERS ARE NOT REQUIRED WHEN PRODUCT
USED ABOVE 30FT OF GRADE.

- THESE DOORS ARE APPROVED FOR AIR AND WATER INFILTRATION.

- ANCHORS SHALL BE AS LISTED, SPACED AS SHOWN ON DETAILS.
ANCHORS EMBEDMENT TO BASE MATERIAL SHALL BE BEYOND WALL DRESSING OR STUCCO.
A LOAD DURATION INCREASE IS USED IN DESIGN OF ANCHORS INTO WOOD ONLY.

- ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE DETAILS ARE NOT PART OF THIS
APPROVAL.

- MATERIALS INCLUDING BUT NOT LIMITED TO STEEL/ METAL SCREWS THAT COME INTO CONTACT WITH
OTHER DISSIMILAR MATERIALS SHALL MEET THE REQUIREMENTS OF THE 8TH EDITION OF FBC 2023/9TH
EDITION OF FBC 2026 SECTION AS APPLICABLE.

- METAL STRUCTURES BY OTHERS TO BE DESIGNED TO SUPPORT THE LOADS IMPOSED BY THIS GLAZING
SYSTEM AND TO TRANSFER SUCH LOADS TO THE BUILDING MAIN STRUCTURE.

- ULTIMATE LOAD OBTAINED FROM ASCE 7-22, MULTIPLY BY 0.6 SHALL BE LESS THAN OR EQUAL TO MAX.
DESIGN LOAD IN THIS DOCUMENT. THE DESIGN LOADS SHOWN IN THIS DOCUMENT ARE ALLOWABLE
DESIGN LOADS.

- ALL FRAME CORNERS, JOINTS, MULLION SEAMS AND PERIMETER GLAZING BEAD TO FRAME
INSTALLATION FASTENERS SEALED WITH SILICONE SEALANT.

- HARDWARE CHECKED FOR WIND LOAD IN CLOSED POSITION ONLY; OPERATION PER MANUFACTURER’S
INSTRUCTIONS. DOORS MUST BE CLOSED AND SECURED WHEN A HURRICANE WARNING 1S ISSUED.

BY KURARAY AMERICA, INC.
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MCY ENGINEERING, INC.
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FAX.:(954) 942-3215

DBA EPSYLON USA
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GLOBAL PERFORMANCE WINDOWS, INC.
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@
&

3"6”

0 MONTICELLI - ALIGNEMENT CORNER KEY.

2401

0 TRANSMISSION ROD

NCe374

SDWIND SUPPORT
I615i

FERCO - ROMA HANDLE SET

® 6 &

B FERCO - MORTISE LOCK
A-DT-TR-24-040-003

Dl

9 K-U5046-20-0-6

2 FERCO - PRIMARY KEEPER
6-37368-01-R-&

FERCO - SECONDARY LOCKING POINT.
A-DT-TR-24-040-001 /
A-DT-TR-24-040-002

B FERCO - SECONDARY KEEPER.
6-40073-01-0-8

DESCRIPTION
NEW APPLICATION
REVISION

REVISIONS

DATE
06.25.2026

NO.
1

Y 2 08.27.2026

www.MCYEngineering.com MCY@mcyengineering.com

MCY ENGINEERING, INC.
GLAZING CONSULTANTS

12781 MIRAMAR PARKWAY #301 P: 305.588.5224

MIRAMAR FL33027

FAX.:(954) 942-3215

DBA EPSYLON USA

TERRACE DOOR TD10 - SMI
POMPANO BEACH FL 33069 2115 S.W. 2ND STREET

GLOBAL PERFORMANCE WINDOWS, INC.

TEL.: (954) 942-3322

FL47416.2

Y(RING bigy .
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DATE 08.27.2026

SCALE AS NOTED

DRAWN James
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HARDWARE 2
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4.13" , 2.93"

REVISION

DESCRIPTION
NEW APPLICATION

REVISIONS

DATE
06.25.2026

2.63"

NO.
1

2.65"

Y 2 |08.27.2026

4.38"

4.33"

L 4.13" L

FRAME 14003 5 LEAF 14004 4 HORIZONTAL MULLION 14007 5 TRANSOM 14008

| ALUM. 6063-T6 ALUM. 6063-T6 ALUM. 6063-T6 ALUM. 6063-T6

3.74"

®
n
0.06"
0.05"
N
N
0.50"

1.37" L l.06"

MCY ENGINEERING, INC.
GLAZING CONSULTANTS

o.12"
_ N\
— N\

0 LEAF 10" EXTENSION 14014

— m 1 ALUM. 6063-T6

2.00"

Y

0.05"

www.MCYEngineering.com MCY@mcyengineering.com

12781 MIRAMAR PARKWAY #301 P: 305.588.5224

MIRAMAR FL33027

e
[l——
g —
0.88"

’1

N ? F

3 SNAP ON CAP 14005 c SNAP ON CAP 14010 [ SNAP ON CAP 64014 7 LOW PROFILE SILL 14011
ALUM. 6063-T6 ALUM. 6063-T6 ALUM. 6063-T6 ALUM. 6063-T6

FAX.:(954) 942-3215

0.08"
0.97"

DBA EPSYLON USA

POMPANO BEACH FL 33069 2115 S.W. 2ND STREET

TEL.: (954) 942-3322

8 LEAF CLIP 14012 9 SNAP ON CAP (WATER KIT) 14013

@ MIDDLE GASKET 9130
ALUM. 6063-T6 ALUM. 6063-T6

TERRACE DOOR TD10 - SMI
GLOBAL PERFORMANCE WINDOWS, INC.

0.75"

W FLA47416.2
0.41"

0.25"

0.38"

,0.39"
0.38"
O
N
Q

0.59"

1 ‘ ]

%

)yl
Y

S\ = VIR g DATE 08.27.2026
- 0.65" 7 Z] \E\‘Q@Sﬁ; _%Aﬁ% SCALE AS NOTED

§ _\\Q -"E;?‘%Eé?'- DRAWN | James

PROJECT

INTERIOR/EXTERIOR GASKET 931186 MIDDLE GASKET 91302 SNAP ON CAP GASKET 91502 GLAZING TAPE SETTING BLOCK
2 15 9 20 20

PART

DRAWING NO.
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REVISIONS

DATE

DESCRIPTION
NEW APPLICATION

REVISION

NO.

1 06.25.2026

Y 2 08.27.2026

cl

Of

M

MCY ENGINEERING, INC.
GLAZING CONSULTANTS

www.MCYEngineering.com MCY@mcyengineering.com

12781 MIRAMAR PARKWAY #301 P: 305.588.5224

MIRAMAR FL33027

FAX.:(954) 942-3215

DBA EPSYLON USA
POMPANO BEACH FL 33069 2115 S.W. 2ND STREET

TEL.: (954) 942-3322

TERRACE DOOR TD10 - SMI
GLOBAL PERFORMANCE WINDOWS, INC.

FL47416.2

TEM PART# DESCRIPTION MATERIAL MFG.

[ 14003 FRAME c063-T6 METRA ALUM. CO.
2 14004 LEAF c063-T6 METRA ALUM. CO.
3 14005 SNAP ON CAP FOR %¢" LAMINATED GLASS c063-T6 METRA ALUM. CO.
4 14007 HORIZONTAL MULLION FOR TRANSOM c063-T6 METRA ALUM. CO.
5 140086 TRANSOM FOR %" LAMINATED GLASS 6063-T6 METRA ALUM. CO.
6 14010 TRANSOM SNAFP ON CAP 6063-T6 METRA ALUM. CO.
7 14011 LOW PROFILE SILL 6063-T6 METRA ALUM. CO.
&) 14012 LEAF CLIP FOR LOW PROFILE SILL 6063-T6 METRA ALUM. CO.
9 14013 WATER KIT FOR LOW PROFILE SILL 6063-T6 METRA ALUM. CO.
10 14014 LEAF 10" EXTENSION (ADA BOTTOM RAIL) 6063-T6 METRA ALUM. CO.
I 64014 INTERIOR SNAP ON CAP 6063-T6 METRA ALUM. CO.
12 93118 INTERIOR / EXTERIOR GASKET SLICONE VICONE RUBBER
13 91301 MIDDLE GASKET SLICONE VICONE RUBBER
14 91301C MOLDED CORNER GASKET SLICONE VICONE RUBBER
15 91302 MIDDLE GASKET FOR LOW PROFILE SILL SLICONE VICONE RUBBER
S 21302L MOLDED CORNER GASKET FOR LOW PROFILE SILL - LEFT SIDE SLICONE VICONE RUBBER
17 91302R MOLDED CORNER GASKET FOR LOW PROFILE SILL - RIGHT SIDE SLICONE VICONE RUBBER
18 21026 TRANSOM GASKET FOR %" GLASS SLICONE VICONE RUBBER
19 21502 INTERIOR SNAP ON CAP GASKET SLICONE VICONE RUBBER
20 - GLAZING TAPE /4" x 7" - -

21 - SPECTREM 2 SILICONE SEALANT - CONTINUOUS SILICONE TREMCO
22 - SPECTREM 2 SILICONE SEALANT - &" LONG @ CORNERS SILICONE TREMCO
23 - SPECTREM 2 SILICONE SEALANT ¢ BACKER ROD SILICONE TREMCO
24 - PVC SHIM - -
27 - #12 x ¥," PH 95 SCREWS @ 2" FROM ENDS ¢ 12" O.C. STAINLESS STEEL -
28 - #12 x 1" HH S5 ASSEMBLY SCREWS STAINLESS STEEL -
29 - #8 x 1 5" HH 5S ASSEMBLY SCREWS STAINLESS STEEL -
30 - #10 x %4" FH 5SS SCREWS @ 2" FROM ENDS ¢ 2" O.C. STAINLESS STEEL -
31 - #10 x ¥4" HH 95 SCREWS @ 2" FROM ENDS ¢ | 2" O.C. STAINLESS STEEL -
32 - SETTING BLOCK /4" x 74" - -
33 - #14 -20 x 1/2" PH MS SCREWS, FOR DOOR HINGE. (4) SCREWS PER HINGE. STAINLESS STEEL -
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HARDWARE #O |

DESCRIPTION
NEW APPLICATION
REVISION

REVISIONS

.| DATE
1 |06.25.2026

NO

Y 2 08.27.2026

www.MCYEngineering.com MCY@mcyengineering.com

cl

Of

M

12781 MIRAMAR PARKWAY #301 P: 305.588.5224

MIRAMAR FL33027

MCY ENGINEERING, INC.
GLAZING CONSULTANTS

FAX.:(954) 942-3215

DBA EPSYLON USA

POMPANO BEACH FL 33069 2115 S.W. 2ND STREET

TEL.: (954) 942-3322

TERRACE DOOR TD10 - SMI
GLOBAL PERFORMANCE WINDOWS, INC.

FL47416.2

ITEM PART # DESCRIPTION MATERIAL MFG.
40 2401 ALIGNEMENT CORNER KEY - FRAME : MONTICELLI

41 5003 CORNER KEY - FRAME : MONTICELLI
42 5019 CORNER KEY - LEAF : MONTICELLI
43 5671 MONZA HINGES : FAPIM

44 S 18955 140 | | LIMIT DEVICE WITH BRAKE : FERCO

45 A-DT-TR-24-040-003 | MORTISE LOCK : FERCO

46 6-37367-01-R-8 | PRIMARY KEEPER : FERCO

47 R A 00 | SECONDARY LOCKING POINT - FERCO

48 6-40032-AC-0-8 | SECONDARY KEEPER : FERCO

49 K-U5046-20-0-6 | ALLEGRO HANDLE SET : FERCO

50 NCE374 TRANSMISSION ROD 6063-T6 METRA ALUM. CO.
51 1615 WING SUPPORT NYLON FAPIM

HARDWARE #02

ITEM PART # DESCRIPTION MATERIAL MFG.

40 2401 ALIGNEMENT CORNER KEY - FRAME : MONTICELLI

41 5003 CORNER KEY - FRAME : MONTICELLI
42 5019 CORNER KEY - LEAF : MONTICELLI
52 2141816 FULCRA HINGES : GIESSE

53 14598 LIMIT DEVICE WITH BRAKE : FAPIM

45 A-DT-TR-24-040-003 | MORTISE LOCK : FERCO

54 6-37368-01 R-8 | PRIMARY KEEPER : FERCO

47 R e 00 | SECONDARY LOCKING POINT . FERCO

55 6-40073-01-0-8 | SECONDARY KEEPER : FERCO

49 K-U5046-70-0-6 | ALLEGRO HANDLE SET : FERCO

50 NC6374 TRANSMISSION ROD 6063-T6 METRA ALUM. CO.
51 1615 WING SUPPORT NYLON FAPIM
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