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1.

REILLY ARCHITECTURAL

W75 INSWING & OUTSWING DOOR

(HVHZ)(IMPACT)

GENERAL NOTES:

THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO
COMPLY WITH THE CURRENT EDITION OF THE FLORIDA BUILDING CODE
(FBC), INCLUDING HVHZ AND HAS BEEN EVALUATED ACCORDING TO THE
FOLLOWING:

TAS 201-94

TAS 202-94

TAS 203-94

ASTM E1886-19

ASTM E1996-20

AAMA/WDMA/CSA 101/1.5.2/A440-11/17

ADEQUACY OF THE EXISTING STRUCTURAL CONCRETE/MASONRY, 2X
FRAMING, AND METAL FRAMING AS A MAIN WIND FORCE RESISTING
SYSTEM CAPABLE OF WITHSTANDING AND TRANSFERRING APPLIED
PRODUCT LOADS TO THE FOUNDATION IS THE RESPONSIBILITY OF THE
ENGINEER OR ARCHITECT OF RECORD FOR THE PROJECT OF INSTALLATION.

1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND ANCHORED TO
PROPERLY TRANSFER ALL LOADS TO THE STRUCTURE. BUCK DESIGN AND
INSTALLATION IS THE RESPONSIBILITY OF THE ENGINEER OR ARCHITECT
OF RECORD FOR THE PROJECT OF INSTALLATION.

INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A TOLERANCE OF
+1/2 INCH OF THE DEPICTED LOCATION IN THE ANCHOR LAYOUT DETAIL
(I.E., WITHOUT CONSIDERATION OF TOLERANCES). TOLERANCES ARE NOT
CUMULATIVE FROM ONE INSTALLATION ANCHOR TO THE NEXT.

THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIC AND MAY
NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC SITE. IF SITE
CONDITIONS CAUSE INSTALLATION TO DEVIATE FROM THE
REQUIREMENTS DETAILED HEREIN, A LICENSED ENGINEER OR ARCHITECT
SHALL PREPARE SITE SPECIFIC DOCUMENTS FOR USE WITH THIS
DOCUMENT.

APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED ON THIS
PRODUCT IN AREAS REQUIRING IMPACT RESISTANCE.

WINDOW FRAME MATERIAL: BRONZE, GALVANIZED STEEL, COR-TEN
STEEL, OR STAINLESS STEEL.

GLASS MEETS THE REQUIREMENTS OF ASTM E1300 GLASS CHARTS. SEE
SHEETS 2-3 FOR GLAZING DETAILS.
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V\(I'BEH HZ'SS'T DESIGN PRESSURE | 1> MPACT
78.75" X 96" +/- 60 PSF LARGE & SMALL
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIQ
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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1-1/8" O.A. INSULATED LAMINATED GLASS
CONSISTING OF:

1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

1-1/4" O.A. INSULATED LAMINATED GLASS
CONSISTING OF:

1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

DOW 795
SILICONE

1/2"MIN. |\
GLASS BITE \

EXTERIOR

GLAZING DETAIL 1

! STRUCTURAL SILICONE,
.///_SEE TABLE BELOW

1/2" ALUMINUM BOX TUBE SPACER DOW 795
1/8" ANNEALED GLASS SILICONE
AN 0.060" SAFLEX PVB INTERLAYER
\ 1/8" ANNEALED GLASS

/ 1/2" MIN.
/ GLASS BITE

INTERIOR EXTERIOR

INSIDE GLAZED

1-7/16" O.A. INSULATED LAMINATED GLASS

CONSISTING OF:
3/16" TEMPERED GLASS

5/8" ALUMINUM BOX TUBE SPACER
1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER
1/8" ANNEALED GLASS

STRUCTURAL SILICONE,
SEE TABLE BELOW

INTERIOR

GLAZING DETAIL 2

INSIDE GLAZED

CONSISTING OF:
3/16" TEMPERED GLASS

0.060" SAFLEX PVB INTERLAYER 0.060" SAFLEX PVB INTERLAYER
] .~ 1/4" TEMPERED GLASS 1/4" TEMPERED GLASS
1/2" ALUMINUM BOX TUBE SPACER DOW 795 _ 5/8" ALUMINUM BOX TUBE SPACER
gﬁ}’(‘:’gzz T 3/16" TEMPERED GLASS SILICONE TS 3/16" TEMPERED GLASS
N 0.060" SAFLEX PVB INTERLAYER N 0.060" SAFLEX PVB INTERLAYER

3/16" TEMPERED GLASS

STRUCTURAL SILICONE,
SEE TABLE BELOW

1/2" MIN.

GLASS BITE

EXTERIOR INTERIOR

GLAZING DETAIL 3

INSIDE GLAZED

\ 3/16" TEMPERED GLASS

| STRUCTURAL SILICONE,
‘//’/_SEE TABLE BELOW

1/2"MIN. | \ /

GLASS BITE AN /

~———

EXTERIOR INTERIOR

GLAZING DETAIL 4

INSIDE GLAZED

QUALIFIED SILICONE
OPTIONS

DOW 995

DOW 121

SIKA SG-20

GLAZING NOTES:
1.

GLASS TYPE COMPLIES WITH ASTM E1300 REQUIREMENTS. PER THE FBC,
TEMPER AND SAFETY GLAZING REQUIREMENTS SHALL BE REVIEWED ON A
SITE SPECIFIC BASIS.

SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED
IN FBC CHAPTER 24.

SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS WIDER
THAN 36" AS PER FBC CHAPTER 24.

D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES SHOWN
HEREIN.

PRODUCT TESTED WITHOUT GLAZING BEAD.

1-9/16" O.A. INSULATED LAMINATED GLASS

3/4" STYROFOAM PANEL

/—5/64" BRONZE SKINS

DOW 795 2 ~ STRUCTURAL SILICONE,

SILICONE SEE TABLE BELOW

\

\

| |

N ,'

\ li /

\ /
1/2" MIN. _f N /

GLASS BITE N y
i
EXTERIOR INTERIOR

GLAZING DETAIL 5

INSIDE GLAZED

N
REILLY

ARCHITECTURAL

901 Burman Blvd, Building 701 Calverton, NY 11933
P 631-208-0710 F 631-208-07 | www.reillyarch.com

O Qm
Z =3
= 3w %
I &ZNEE%
E o = OE=3Ss
2 < < roRasg g
O _n [ Szans
14 w Dg‘,.,q._
IS5=Z O Ss5%3
< O < =3
Q0= © Zs2:x¢
ZON Z =2=2f<zs
= £ T =k g
[@) = 3 2

z £ © S>>

g 5

w3
= [a S
w =
m =
i g o £
g =
o W =
= o H
[ a =
REMARKS BY | DATE
2026 FBC UPDATE LS |06/26

JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
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1-1/8" O.A. INSULATED LAMINATED GLASS
CONSISTING OF:

1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

1/2" ALUMINUM BOX TUBE SPACER

1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS

STRUCTURAL SILICONE,
SEE TABLE BELOW

EXTERIOR

1-7/16" O.A. INSULATED LAMINATED GLASS
CONSISTING OF:

3/16" TEMPERED GLASS

0.060" SAFLEX PVB INTERLAYER

1/4" TEMPERED GLASS

1/2" ALUMINUM BOX TUBE SPACER

3/16" TEMPERED GLASS

0.060" SAFLEX PVB INTERLAYER

3/16" TEMPERED GLASS

STRUCTURAL SILICONE,
SEE TABLE BELOW

DOW 795
SILICONE

1/2" MIN.

\ GLASS BITE

INTERIOR

GLAZING DETAIL 6

EXTERIOR

OUTSIDE GLAZED

1-1/4" O.A. INSULATED LAMINATED GLASS
CONSISTING OF:

1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER

1/8" ANNEALED GLASS ———»]

5/8" ALUMINUM BOX TUBE SPACER
1/8" ANNEALED GLASS

0.060" SAFLEX PVB INTERLAYER
1/8" ANNEALED GLASS

STRUCTURAL SILICONE,
SEE TABLE BELOW

EXTERIOR

o -

TR

DOW 795
SILICONE

1/2" MIN.

\ GLASS BITE

INTERIOR

GLAZING DETAIL 7

1-9/16" O.A. INSULATED LAMINATED GLASS

DOW 795
SILICONE

1/2" MIN.

\ GLASS BITE

INTERIOR

GLAZING DETAIL 8

OUTSIDE GLAZED

CONSISTING OF:
3/16" TEMPERED GLASS
0.060" SAFLEX PVB INTERLAYER
1/4" TEMPERED GLASS
5/8" ALUMINUM BOX TUBE SPACER
3/16" TEMPERED GLASS pras

0.060" SAFLEX PVB INTERLAYER /

3/16" TEMPERED GLASS /

OUTSIDE GLAZED

DOW 795
SILICONE

1/2" MIN.

\ GLASS BITE

TR
—J

STRUCTURAL SILICONE,
SEE TABLE BELOW

EXTERIOR

OUTSIDE GLAZED

INTERIOR

GLAZING DETAIL9

QUALIFIED SILICONE L
OPTIONS

DOW 995 2.

DOW 121 3.

SIKA SG-20 4.

5.

GLAZING NOTES:

GLASS TYPE COMPLIES WITH ASTM E1300 REQUIREMENTS. PER THE FBC,
TEMPER AND SAFETY GLAZING REQUIREMENTS SHALL BE REVIEWED ON A
SITE SPECIFIC BASIS.

SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED

IN FBC CHAPTER 24.

SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS WIDER
THAN 36" AS PER FBC CHAPTER 24.

D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES SHOWN
HEREIN.

PRODUCT TESTED WITHOUT GLAZING BEAD.

EXTERIOR

GLAZING DETAIL 10

5/64" BRONZE SKINS

3/4" STYROFOAM PANEL

DOW 795
SILICONE

1/2" MIN.
GLASS BITE

INTERIOR

OUTSIDE GLAZED
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SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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~=— SASH WIDTH
D.L.O.

FRAME WIDTH
SEE TABLE

W75 INSWING & OUTSWING FRENCH DOOR

DESIGN PRESSURE TABLE

MIDRAIL DESIGN PRESSURE TABLE
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~

FRAME
HEIGHT
SEE
TABLE

SASH
HEIGHT

D.L.O.
HEIGHT

15

EPEEDED

ELEVATION

W75 INSWING & OUTSWING
FRENCH DOOR

W75 INSWING & OUTSWING FRENCH
DOOR SIZE NOTES:

D.L.O. WIDTH = FRAME WIDTH/2 - 3.78"
D.L.O. HEIGHT = FRAME HEIGHT - 5.55"

SASH WIDTH = FRAME WIDTH/2 - 0.47"
SASH HEIGHT = FRAME HEIGHT - 2.25"

DESIGN PRESSURE CHART (PSP)
FRAME | FRAVE
WIDTH | HEIGHT | EXT. (+) | INT.(-)
(IN) | (IN)
60 60.00 | 60.00
72 60.00 | 60.00
78 - 60.00 | 60.00
90 5249 | 5249
102 4632 | 46.32
114 44 | M4
60 60.00 | 60.00
72 60.00 | 60.00
78 - 60.00 | 60.00
90 5249 | 5249
102 4632 | 46.32
114 44 | M4d
60 60.00 | 60.00
72 60.00 | 60.00
78 72 60.00 | 60.00
90 5249 | 5249
102 4632 | 4632
60 60.00 | 60.00
72 78 60.00 | 60.00
78 60.00 | 60.00
90 5249 | 5249
60 60.00 | 60.00
72 84 60.00 | 60.00
78 60.00 | 60.00
60 60.00 | 60.00
72 90 60.00 | 60.00
78 60.00 | 60.00
60 60.00 | 60.00
72 96 60.00 | 60.00
78 60.00 | 60.00

DESIGN PRESSURECHART (PSF)

TRIBUTARY| MIDRAIL

HEGHT | SPAN | EXT.(4) | INT.()
(IN) | (IN)
30 8000 | 60.00
323 27 | 6000 | 6000
% 8000 | 60.00
30 8000 | 60.00
323 30 | 6000 | 60.00
% 8000 | 60.00
30 3 | 000 | 6000
323 8000 | 60.00
30 8000 | 60.00
23 | * w0 | &

77, H2

AL Hl
MIDRAIL
SPAN
TRIBUTARY
HEIGHT = _H1 + H2
(TH) 2
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FRAME WIDTH
SEE TABLE

SASH

WIDTH
D.L.O.

WIDTH

FRAME
HEIGHT
SEE
TABLE

SASH
HEIGHT

D.L.
HEIG

O.
H

T

CPEREER

2l
V="
/
/
//
//
) \16/
/ (B
/ \16/
/ "o" a
AN \16/
\\\ W E
\ 16
N
\
\
\
\
PN
\
\
-— %

ELEVATION

W75 INSWING & OUTSWING

SINGLE DOOR

W75 INSWING & OUTSWING SINGLE DOOR

W75 INSWING & OUTSWING SINGLE DOOR
SIZE NOTES:

D.L.O. WIDTH = FRAME WIDTH - 3.78"
D.L.O. HEIGHT = FRAME HEIGHT - 5.55"

SASH WIDTH = FRAME WIDTH - 0.47"
SASH HEIGHT = FRAME HEIGHT - 2.25"

DESIGN PRESSURE TABLE

DESIGN PRESSURE CHART (PSF)

FRAME | FRAVE

WIDTH | HEGHT | EXT. (#) | INT. (-
(IN) | (N)

30 60.00 | 60.00
36 60.00 | 60.00
39 - 60.00 | 60.00
45 5249 | 5249
51 632 | 4632
57 Mad | M4
30 60.00 | 60.00
36 60.00 | 60.00
39 s 60.00 | 60.00
45 5249 | 5249
51 632 | 4632
57 Maa | 4144
30 60.00 | 60.00
36 60.00 | 60.00
39 72 60.00 | 60.00
45 5249 | 5249
51 632 | 4632
30 60.00 | 60.00
36 - 60.00 | 60.00
39 60.00 | 60.00
45 5249 | 5249
30 60.00 | 60.00
36 84 60.00 | 60.00
39 60.00 | 60.00
30 60.00 | 60.00
36 90 60.00 | 60.00
39 60.00 | 60.00
30 60.00 | 60.00
36 % 60.00 | 60.00
39 60.00 | 60.00
30 10p | 8000 | 6000
36 60.00 | 60.00
30 108 | 60.00 | 60.00
30 114 | 6000 | 60.00
30 120 | 6000 | 60.00
24 126 | 6000 | 60.00
24 132 | 6000 | 60.00

N
REILLY

ARCHITECTURAL

901 Burman Blvd, Building 701 Calverton, NY 11933
P 631-208-0710 F 631-208-07 | www.reillyarch.com

o g,
Z =3
= =4 y i 4
n - o, &GNﬂﬁg
E o o2 OEZ3Ss
2 g wao romas?d
O _n o< 0N
¥ = Qoxag2
I5= B 55383
ORS zx Ozx2c23
ZAN 93 Z35£%%
S T En a =z “ &
; s << w o w
n 7 > =2 S

Z — ﬂﬂ. DH

u[\.) w Em
w3
= [a S
w -3
m =
i g o £
&= =
o W =
= o H
[= a =
REMARKS BY | DATE
2026 FBC UPDATE LS |06/26

JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

7,

N Z
$ 2
- -
= % * =
= x =
- <S
% S
7 2
FR AR O,I;‘E\\\\

ﬁf;“ﬁz%% Ac

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

" FL47695
DATE: (05,21.2025

FL

DWG. BY: CHK. BY:
JR HFN

SCALE: NTS

pwaG.# RWD020

SHEET: REV.

5 A
OF 25)




8/4/2026 3:24 PM

c:\users\sebastianherreros\building drops, inc\building drops landing - common\projects\2026 code change projects\reilly architectural\cc-26-0587.1 - 2026 code change\dwgs\fl47695-r0\rwd020 - a.dwg

SEE SHEET 10 FOR —
VERTICAL MULLION
ANCHOR CLUSTERING

O.A. UNIT WIDTH

FRAME WIDTH
SEE TABLE ON —— =
SHEET 4
SASH
|_—SEE SHEET 10 FOR
WIBTH VERTICAL MULLION
DLO. ANCHOR CLUSTERING
WIDTH
4 / Vi
"X” ||X|| llxll
g 17 ) % <& % %
/
/ 74 /| \% dl% 0.A. UNIT
/ AN HEIGHT
/AN / AN FRAME
A / \ Aop HEIGHT
W i / N i ) W SEE TABLE ON
/ AN SHEET 4
/ N SASH
/ ) HEIGHT
A HEIGHT
\ /
\\ m % ||X|| // /
AN / | 74
\
\ r
\
\
\
N\
\
\
A4
Va

SEE SHEET 10 FOR
VERTICAL MULLION
ANCHOR CLUSTERING

ELEVATION

W75 INSWING & OUTSWING FRENCH
DOOR WITH SIDELITES AND TRANSOM

NOTE:

SIDELITES AND TRANSOM ARE UNDER THE

W75 FLORIDA PRODUCT APPROVAL.

NOTE:

REFER TO SHEET 7 FOR MULLION DESIGN

PRESSURE TABLES.

SEE SHEET 10 FOR
VERTICAL MULLION
ANCHOR CLUSTERING

QUALIFIED

CONFIGURATIONS

%

a

NOTE: ADDITIONAL CONFIGURATIONS
QUALIFIED. ASK MANUFACTURER FOR
ADDITIONAL INFORMATION.
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1/2" X 2-1/2" MULLION 1/2" X 5" MULLION \
DESIGN PRESSURE CHART (PSP) DESIGN PRESSURE CHART (PSF) DESIGN PRESSURE CHART (PSP) R E I I- LY
TRIBUTARY|MULLION TRIBUTARY|MULLION TRIBUTARY|MULLION ARCHITECTURAL
WDTH | SPAN | EXT.(4) | INT.(9 WIDTH | SPAN | BXT.(+) | INT.() VABTHI | sea | EXEgy | INTE) LI Ch T i o
(IN.) (IN.) (IN.) (IN.)
“::3') Lot 5.0 | 6.0 48 60.00 | 60.00 48 60.00 | 60.00
54 60.00 | 60.00 54 60.00 | 60.00 5
A S | e 59.6 8000 | 60.00 6 | 108 | 6000 | 60.00 g za
& i | S 3 6000 | 60.00 66 60.00 | 60.00 5 0 0 | LE.esi
68.5 60 | 6000 | 60.00 72 84 [ 6000 | 60.00 72 60.00 | 60.00 5 9 23 | QzFiis
72 60.00 | 60.00 78 60.00 | 60.00 48 60.00 | 60.00 =zs BF cgZ2ss
78 60.00 | 60.00 84 60.00 | 60.00 54 14 | 0000 | 6000 o8- 8= | 2:i:::
84 60.00 | 60.00 ) 60.00 | 60.00 59.6 60.00 | 60.00 = £ 38 EE g
43 60,00 | 60.00 % 60.00 | 60.00 66 60.00 | 60.00 z £ 2o 2
5 5000 | 60.00 48 60.00 | 60.00 48 60.00 | 60.00 § E <
54 60.00 | 60.00 54 60.00 | 60.00 w A E
= 66 ool 59.6 60.00 | 60.00 59.6 120 %000 [ 6000 i 5 ag
68.5 SUDY | |0 [ - 60.00 | 60.00 66 60.00 | 60.00 = & z
e €000 | 6000 72 60.00 | 60.00 18 6000 | 60.00 —— ——
L ol 78 6000 | 60.00 54 126 60.00 | 60.00 2026 FBC UPDATE LS |06/26
48 60.00 | 60.00 84 60.00 | 60.00 59.6 60.00 | 60.00
54 60.00 | 60.00 ) 60.00 | 60.00 48 60.00 | 60.00
60 72 60.00 | 60.00 48 60.00 | 60.00 54 132 60.00 | 60.00
685 6000 6000 54 60.00 60.00 59.6 60.00 60.00 JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIQ
7 5000 | 80,00 59.6 60.00 | 60.00 48 60.00 | 60.00 T CONBITIONS CAUSE INSTALLATION 70 EviATE
66 9 60.00 | 60.00 54 1361 | 60.00 | 60.00 R CINEER A ARCHITET SHALL PREPARE S17E SPEQIFC
48 6000 6000 72 m 00 m m & 6 m 00 60 m DOCUMENTS FOR USE WITH THIS DOCUMENT.
A | gy | WO | WO 78 5000 | 60.00
60 60.00 | 60.00 & 5000 | 60,00
68.5 60.00 | 60.00 18 50,00 | 60.00
NOTE: ONLY QUALIFIED FOR 5?6 g% ££
ONE-WAY APPLICATION 102
66 60.00 | 60.00
72 60.00 | 60.00
78 60.00 | 60.00
TRIBUTARY A+ B
WIDTH (TW) = T NOTE: QUALIFIED FOR TRIBUTARY A+B d AL,
- APPLCATIONS weTHIT = 7 o TR
: FBPE CERT. O’!}’-\AL'J\{II'II-‘IE;IE‘ZBAI'I?’I%)N No. 29578
T L “" FL47695
% DATE: 05,21.2025
™ i DWG. BY: CHK. BY:
L g JR HEN
o i SCALE: NTS
—+ owG. #: RWDO020
| 7 4 i Vi SHEET: REV.
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MAX. O.C.

SPACING,
SEE TABLE

MAX. O.C.
SPACING, 4
SEE TABLE

MAX. O.C.
SPACING,
SEE TABLE

T

SEE TABLES ON SHEET 8
o /FOR MULLION

ANCHOR CLUSTERING
CORNER

~— DISTANCE,

SEE TABLE

IIOII noll //

N

\\\ |[m % X" //%

#

CORNER
— DISTANCE,
SEE TABLE

| P I M |

S prpg

ANCHOR LAYOUT

W75 INSWING & OUTSWING
FRENCH DOOR

CORNER

~=— DISTANCE,
SEE TABLE

W75 DOOR ANCHOR SPACING TABLE - ALTERNATE SILL INSTALLATION OPTIONS
ANCHOR (I%T’BLF
INSTALLATION CAPACITY SHIM . CORNER
METHOD TABLE DP (PSF) | ANCHOR SPACE SiLL ANCHORS DISTANCE
DESIGNATION PER MULL
ENDS
ALUMINUM 1/4" 34-1/2" 2
ANGLE: 1/2" X H +/- 60 #12 7"
1-4/5" 1/2" 34-1/2" 4
STEEL ANGLE: | +/- 60 #12 1/4” 34'1/2" 2 -
1/2" X 1_4/5" +/_ 60 #12 1/2" 34_1/2" 4
ALUMINUM 1/2" 16" 4
ANGLE: 3/4" X J +/- 60 #12 6"
3/4" 1/4" 16" 2
STEEL ANGLE: . +/-60 #12 1/4" 16" 2 o
3/4" X 3/4" +/- 60 #12 1/2" 16" 4

W75 DOOR ANCHOR SPACING TABLE

ANCHOR TOT%LFQTY.
INSTALLATION | CAPACITY SHIM CORNER
METHOD TABLE DP (PSF) | ANCHOR SPACE HEAD JAMBS Iéé\lRCl}\-l/l?JTj DISTANCE
DESIGNATION ENDS
THROUGH 1/4" | 18-3/a" | 18-3/4" 4 )
FRAME A +/- 60 #12 6
1/2" 18-3/4" 18-3/4" 6
ALUMINUM " " " "
FLAT CLIP B +/- 60 #12 1/2 29 29 4 6
1/4" 29" 29" 2
FLAT ELip ¢ +-60 | 12 ¢
1/2" 29" 29" 4
ALUMINUM/
STEEL BENT D, E +/- 60 #12 1/2" | 18-3/4" | 18-3/4" 2 6"
EXTERIOR CLIP
ALUMINUM 14" | 3a1/2" | 29" 5 HEAI%SILL:
BENT INTERIOR F +-60 | #12 B
CLIP 1/2 34-1/2 29 4 4.25"
1/4" 34_1/2" 29" 2 HEAD{SILL
STEEL BENT G +/- 60 #12 7

NOTE: 1/2" SHIM SPACE QUALIFIES 1/4"
SHIM SPACE.
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

7
7,
S Z
N =
—~ =
— * =
== 4 & =
-— ~
= S
~ S~

/// o,? N\
TN

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

" FL47695
DATE: (05,21.2025

FL

DWG. BY: CHK. BY:
JR HFN

SCALE: NTS

pwaG.# RWD020

SHEET: REV.

8 A
OF 25)




8/4/2026 3:24 PM

c:\users\sebastianherreros\building drops, inc\building drops landing - common\projects\2026 code change projects\reilly architectural\cc-26-0587.1 - 2026 code change\dwgs\fl47695-r0\rwd020 - a.dwg

SEE TABLE ON SHEET 9
FOR MULLION
ANCHOR CLUSTERING

MAX. O.C.
SPAC|NG,—'<——‘ CORNER
SEE TABLE |<— DISTANCE,
f I SEE TABLE
17 N
il ) N
/
/
4 // e
MAX. O.C. J/
SPACING, J/
SEE TABLE T 7 T
/
A ||O|| ]
\
\
il N .
\
\
\
\
H AN N
\
\
\
N\
-+ \ [
\
\
N V4 il

CORNER
DISTANCE,
SEE TABLE

ANCHOR LAYOUT
W75 INSWING & OUTSWING FRENCH DOOR

WITH SILICONE AT SILL

NOTE: 1/2" SHIM SPACE QUALIFIES 1/4"
SHIM SPACE.

W75 DOOR ANCHOR SPACING TABLE

ANCHOR TOT/-BLFQTY.
INSTALLATION | CAPACITY SHIM CORNER
appll v DP (PSF) |ANCHOR | o\ | HEAD | JAMBS | ANCHORS | SN
DESIGNATION PER MULL
ENDS
n 1 _ 4|| n
THROUGH 1/ 83/ 1 N ;
RAME A +/-60 #12 6
1/2" | 18-3/4" | 10-1/2" 6
ALUMINUM 1/4 29 29 2 \
FLAT CLIP B +-60 | #12 6
1/2" 29" 18" 4
_ 60 n n n
STEEL ) +/ #12 | 1/4 29 29 2 )
FLAT CLIP +/-60 #12 | 1/2" 29" | 22-1/2" 4
ALUMINUM/
STEEL BENT D, E +/- 60 #12 1/2" 18-3/4" | 18-3/4" 2 6"
EXTERIOR CLIP
ALUMINUM 1/4" | 34-1/2" 29" 2 HEAD/SILL:
BENT INTERIOR F +/-60 #12 JAMES:
cLIP 1/2" | 34-1/2" | 17-1/2" 4 gon
n 4-1/2" n HEAD/SILL
STEEL BENT . +/- 60 412 yar | sl 29 2 7"
INTERIOR CLIP v | saa2r | 213w A J/ZI\QSBHS:

\
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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ANCHOR CAPACITY TABLE AT MULLION END FOR

#12 ANCHORS WITH 1/4" SHIM SPACE

ANCHOR LOAD CAPACITY - PSF
EXT. (+) & INT. ()

ANCHOR LOAD CAPACITY - PSF
EXT. (+) & INT. (-)

ANCHOR CAPACITY TABLE AT MULLION END FOR

#12 ANCHORS WITH 1/2" SHIM SPACE

NOMINAL DIMS. ANCHORS | ANCHORS
TYPE'A' | TYPE 'B-K'
TRIBUTARY | FRAME A8 (B-K)8
WIDTH HEIGHT
438 60.00 60.00
54 126 60.00 60.00
59.6 60.00 60.00
48 60.00 60.00
54 132 60.00 60.00
59.6 60.00 60.00
438 60.00 60.00
54 136.1 60.00 60.00
59.6 60.00 60.00

NOMINAL DIMs. | ANCHORS | ANCHORS
TYPE'A' | TYPE 'B-K'
TRIBUTARY | FRAME 0 (B-K8
WIDTH | HEIGHT
48 60.00 60.00
54 60.00 60.00
59.6 60.00 60.00
66 60.00 60.00
72 84 60.00 60.00
78 60.00 60.00
84 60.00 60.00
90 60.00 60.00
96 60.00 60.00
48 60.00 60.00
54 60.00 60.00
59.6 60.00 60.00
66 90 60.00 60.00
72 60.00 60.00
78 60.00 60.00
84 60.00 60.00
90 60.00 60.00
48 60.00 60.00
54 60.00 60.00
59.6 60.00 60.00
66 96 60.00 60.00
72 60.00 60.00
78 60.00 60.00
84 60.00 60.00
48 60.00 60.00
54 60.00 60.00
59.6 102 60.00 60.00
66 60.00 60.00
72 60.00 60.00
78 60.00 60.00
48 60.00 60.00
54 60.00 60.00
59.6 108 60.00 60.00
66 60.00 60.00
72 60.00 60.00
48 60.00 60.00
54 114 60.00 60.00
59.6 60.00 60.00
66 60.00 60.00
48 60.00 60.00
54 120 60.00 60.00
55.6 60.00 60.00
66 60.00 60.00

NOTE: SEE SHEET 6 FOR VERTICAL
MULLION.

A8, (B-K)8

ANCHOR LOAD CAPACITY - PSF ANCHOR LOAD CAPACITY - PSF
EXT. (+) & INT. () EXT. (+) &INT. (-)
T——— ANCHORS ANCHORS | ANCHORS - ANCHORS ANCHORS | ANCHORS
TYPE'A TYPE 'B-C' | TYPE 'D-K' YRS NTPETIE, | WS T
TRIBUTARY | FRAME
TR\IAI/SIlé‘;AHRY :ElAGl\:i . Al (808 | (D8 gacm | magre| o A10 (B-C)8 | (D-K)8
48 60.00 60.00 60.00 60.00 a8 60:00 60,00 60.00 60.00
— — — —— — 54 126 57.89 60.00 60.00 60.00
59.6 60.00 60.00 60.00 60.00 52: :33; :g'gg gg'gg gg'gg
= L s S il 54 132 54:58 50:00 GO:OO 60:00
o= " AL L Ll il 59.6 50.81 60.00 60.00 60.00
78 60.00 60.00 60.00 60.00 m — .00 .00 .00
. S Ll i B0 54 136.1 52.53 60.00 60.00 60.00
90 60.00 60.00 60.00 60.00 59.6 48.85 60.00 60.00 60.00
96 60.00 60.00 60.00 60.00
48 60.00 60.00 60.00 60.00
54 60.00 60.00 60.00 60.00
59.6 60.00 60.00 60.00 60.00
66 % 60.00 60.00 60.00 60.00
72 60.00 60.00 60.00 60.00
78 60.00 60.00 60.00 60.00
84 60.00 60.00 60.00 60.00
90 60.00 60.00 60.00 60.00
48 60.00 60.00 60.00 60.00 T T
54 60.00 60.00 60.00 60.00 P P
59.6 60.00 60.00 60.00 60.00 3" —=] |=—3"
66 9% 60.00 60.00 60.00 60.00 3" - 3"
72 60.00 60.00 60.00 60.00 3 3
78 60.00 60.00 60.00 60.00 A8, (B-C)8, (D-K)8
84 60.00 60.00 60.00 60.00 —
48 60.00 60.00 60.00 60.00
54 60.00 60.00 60.00 60.00
59.6 i 60.00 60.00 60.00 60.00
66 60.00 60.00 60.00 60.00
72 60.00 60.00 60.00 60.00 | | | | | | | | | |
78 60.00 60.00 60.00 60.00 g -
48 60.00 60.00 60.00 60.00 g e
54 60.00 60.00 60.00 60.00 30 30
59.6 108 60.00 60.00 60.00 60.00 30 30
66 60.00 60.00 60.00 60.00
72 59.70 60.00 60.00 60.00 Al0
48 60.00 60.00 60.00 60.00
54 114 60.00 60.00 60.00 60.00
59.6 60.00 60.00 60.00 60.00
66 57.89 60.00 60.00 60.00
48 60.00 60.00 60.00 60.00
54 - 60.00 60.00 60.00 60.00
59.6 57.56 60.00 60.00 60.00
66 53.89 60.00 60.00 60.00

NOTE: SEE SHEET 6 FOR VERTICAL
MULLION.
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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FRAME
HEIGHT

FRAME
HEIGHT

< - //’
\SEE GLAZING
SASH DETAILS,
HEIGHT SHEETS 2-3
D.L.O.
HEIGHT
EXTERIOR INTERIOR
/A\ VERTICAL SECTION
\ll/ INSIDE GLAZED - HEAD
INSWING DOOR
EXTERIOR INTERIOR
D.L.O.
HEIGHT
SASH
HEIGHT SEE GLAZING
DETAILS,
SHEETS 2-3

/B\ VERTICAL SECTION

\1;/ INSIDE GLAZED - SILL
INSWING DOOR

]

\

\\
SEE GLAZING—/

DETAILS,
SHEETS 2-3
D.L.O.
HEIGHT
EXTERIOR INTERIOR

/C\ VERTICAL SECTION

&Y

EXTERIOR

OUTSIDE GLAZED - HEAD
INSWING DOOR

INTERIOR

SEE GLAZING
DETAILS,
SHEETS 2-3

D.L.O.
HEIGHT

FRAME FRAME
HEIGHT HEIGHT

SASH
HEIGHT

*NOTE: BLOCKING DEPENDENT
ON INSTALLATION. REFER TO
SHEETS 23-25 FOR MORE
DETAILS.

FRAME
SASH HEIGHT

HEIGHT

FRAME
HEIGHT

RTICAL SECTION

/D VE
NV

OUTSIDE GLAZED - SILL
INSWING DOOR

|

D.L.O.
HEIGHT

#

T

PANEL
HEIGHT

|

EXTERIOR

INTERIOR

7B\ VERTICAL SECTION

SEE GLAZING DETAILS,

14 /SHEETS 2-3
/|

Y
™M /\
3 SEE GLAZING DETAILS
{

SHEETS 2-3

NEY

INSIDE GLAZED - MIDRAIL

PANEL
HEIGHT

PANEL
HEIGHT

EXTERIOR

INTERIOR

7F\ VERTICAL SECTION

’

SEE GLAZING DETAILS,

SHEETS 2-3

e
//\
J SEE GLAZING DETAILS

SHEETS 2-3

NEY

INSIDE GLAZED - MIDRAIL

’
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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DETAILS,
SHEETS 2-3

EXTERIOR

D.L.O.
HEIGHT

INTERIOR

SASH
HEIGHT

FRAME
HEIGHT

SEE GLAZING DETAILS,
SHEETS 2-3\ s

AN
SEE GLAZING DETAILS,/

SHEETS 2-3

|

D.L.O.
HEIGHT

#

T

PANEL
HEIGHT

|

EXTERIOR

INTERIOR

7B\ VERTICAL SECTION

T\ VERTICAL SECTION
\LZ/ OUTSIDE GLAZED - HEAD

OUTSWING DOOR

*NOTE: BLOCKING DEPENDENT
ON INSTALLATION. REFER TO
SHEETS 23-25 FOR MORE

\12/

OUTSIDE GLAZED - MIDRAIL

SEE GLAZING DETAILS,
SHEETS 2-3\/
[

|

PANEL
HEIGHT

l

FRAME
HEIGHT
SASH DETAILS,
HEIGHT SHEETS 2-3
D.L.O.
HEIGHT
EXTERIOR INTERIOR
/AN VERTICAL SECTION
\i_;/ INSIDE GLAZED - HEAD
OUTSWING DOOR
EXTERIOR INTERIOR
/
D.L.O.
HEIGHT
SASH
HEIGHT SEE GLAZING
DETAILS,
ERAME o N SHEETS 2-3
HEIGHT

7B\ VERTICAL SECTION

NP

INSIDE GLAZED - SILL
OUTSWING DOOR

DETAILS.
EXTERIOR INTERIOR
D.L.O.
HEIGHT
SASH
SEE GLAZING HEIGHT
DETAILS,
SHEETS 2-3 | FRAME
/ HEIGHT
/ [
‘\ - SEE GLAZING DETAILS,
SHEETS 2-3
e r
2A) 2
13

DO

*

/D\ VERTICAL SECTION

12/

OUTSIDE GLAZED - SILL
OUTSWING DOOR

T

PANEL
HEIGHT

|

EXTERIOR

INTERIOR

7B\ VERTICAL SECTION

\12/

OUTSIDE GLAZED - MIDRAIL

FRAME
HEIGHT

FRAME
HEIGHT
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JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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. MIN. EDGE
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SEE TABLE BELOW FOR SUBSTRATE
ANCHOR DETAILS\ /BY OTHERS
MIN. EMBEDMENT 1/2" MAX.
rSHIM SPACE
)+ !
PERIMETER SEALANT
BY OTHERS
EXTERIOR INTERIOR

/RN VERTICAL SECTION
\1& HEAD - THROUGH FRAME

JAMB AND SILL SIMILAR
INSIDE GLAZED

INSTALLATION NOTES:

1.

ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR LOCATION SHOWN FOR THROUGH FRAME
INSTALLATION AND TWO (2) INSTALLATION ANCHORS ARE REQUIRED AT EACH ANCHOR LOCATION SHOWN FOR CLIP
AND ANGLE INSTALLATION.

INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A TOLERANCE OF +1/2 INCH THE DEPICTED LOCATION &
SPACING IN THE ANCHOR LAYOUT DETAILS (I.E., WITHOUT CONSIDERATION OF TOLERANCES). TOLERANCES ARE NOT
CUMULATIVE FROM ONE INSTALLATION ANCHOR TO THE NEXT.

SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD BEARING SHIM(S). MAXIMUM ALLOWABLE SHIM
STACK TO BE 1/2 INCH. SHIM WHERE SPACE OF 1/16 INCH OR GREATER OCCURS. SHIM(S) SHALL BE CONSTRUCTED
OF HIGH DENSITY PLASTIC OR BETTER.

MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL FINISHES, INCLUDING BUT NOT LIMITED TO STUCCO,
FOAM, BRICK VENEER, AND SIDING.

INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE MADE OF CORROSION RESISTANT MATERIAL OR
HAVE A CORROSION RESISTANT COATING:

e FASTENERS USED WITHIN 3,000 FEET OF A SALTWATER COASTLINE AND INSTALLED IN ENCLOSED SPACES
SHALL BE GALVANIZED IN ACCORDANCE WITH SECTION 1711.1.1 (E.G., ASTM A153 CLASS D, ASTM A641
CLASS 3S, OR EQUIVALENT CORROSION RESISTANCE).

e CONNECTORS AND METAL PLATES USED WITHIN 3,000 FEET OF A SALTWATER COASTLINE SHALL BE
STANDARD GALVANIZED IN ACCORDANCE WITH SECTION 1711.1.2 (E.G., ASTM A653 G90, ASTM A123, OR
PROTECTIVE COATING PER TPI 1).

FOR MASONRY OR CONCRETE OPENINGS, A 1X WOOD BUCK MAY BE USED (OPTIONAL) AS LONG AS THE MINIMUM
EMBEDMENT AND EDGE DISTANCE REQUIREMENTS ARE STILL MET WITHIN THE CORRESPONDING HOST SUBSTRATE.
SEE GENERAL NOTE #3 ON SHEET 1 FOR MORE INFORMATION.

FOR HOLLOW BLOCK AND GROUT FILLED BLOCK, DO NOT INSTALL INSTALLATION ANCHORS INTO MORTAR JOINTS.
EDGE DISTANCE IS MEASURED FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR JOINT INTO FACE SHELL OF BLOCK.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH ANCHOR MANUFACTURER'S INSTALLATION
INSTRUCTIONS, AND ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH STRENGTHS LESS THAN THE MINIMUM
STRENGTH SPECIFIED BY THE ANCHOR MANUFACTURER.

SEE TABLE BELOW FOR

PERIMETER SEALANT

—

ANCHOR DETAILS\

MIN. EMBEDMENT

MIN. EDGE
DISTANCE

SUBSTRATE
/ / BY OTHERS

1/2" MAX.
rSHIM SPACE

=

BY OTHERS

1
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INTERIOR

7B\ VERTICAL SECTION

\18/

HEAD - THROUGH FRAME
JAMB AND SILL SIMILAR

OUTSIDE GLAZED

ANCHOR SCHEDULE
QUANTITY
MIN. MIN. EDGE
METHOD PER SUBSTRATE ANCHOR TYPE
Lot oN EMBEDMENT | DISTANCE
, B #10 / #12 WOOD \ .
WOOD: MIN. SG = 0.55 b 1.50 0.75
METAL: 18 GAUGE STEEL, 410/ #12 3 THREADS MIN
MIN. Fy = 33KS| ot #12 | PENETRATION 0.50"
ALUMINUM: 1/8" MIN., Aty BEYOND '
THROUGH FRAME 1 6063-T5 STRUCTURE
CONCRETE: fic=3000ps| | 3/1€"/1/4" ITW 1.25" 2.50"
' TAPCON : :
MASONRY: CMU per ASTM | 3/16" / 1/4" ITW 100" 4.00"
€90 MIN. 2000 PSI TAPCON : :
_ ] #10 / #12 WOOD , .
WOOD: MIN. SG = 0.55 b 1.50 0.75
ALUMINUM / STEEL METAL: 18 GAUGE STEEL, 3 THREADS MIN
FLAT CLIP, MIN. Fy = 33KS| #10 / #12 PENETRATION
ALUMINUM / STEEL SRR SELF-DRILLING 0.50"
ALUMINUM: 1/8" MIN., BEYOND
BENT EXTERIOR CLIP, X b 1 SCREW T TURE
ALUMINUM / STEEL
BENT INTERIOR CLIP, R
ALUMINUM / STEEL CONCRETE: f'c=3000ps1 | 3/ 16T A/Plc/gN'TW 1.25" 2.50"
ANGLE
MASONRY: CMU per ASTM | 3/16" / 1/4" ITW 100" 4.00"
C90 MIN. 2000 PS| TAPCON : :

N
REILLY

ARCHITECTURAL

901 Burman Blvd, Building 701 Calverton, NY 11933
P 631-208-0710 F 631-208-07 | www.reillyarch.com

o (@]
z Z 3 £
= NN
o o %ol &hyezt
afe s
5 0 4385 OEn33I%
0. % =>5= CeT8rs
xl 0O Qozazs2
SAS wwZ SSs3w3
o= T (G) =S o 2
OO0~ o o ©] <23
—~ = S £ X 3
Zog S0k Z255%¢
= I 53] S: 8
n 7 92< =2 E
Z = Z20F D
= <=9 A
0 ZZ2 |=
N~ o wa
= a S
w
o " :
5 < =
o a g
w and
= o H
[ a =
REMARKS BY | DATE
2026 FBC UPDATE LS |06/26
JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERIQ
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE]
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
7,
7,
Ao z
~ [
. -
S~ —
=% * =
- = / @ —
—-— D “—
= S
) S
-, 4 N
/,/ f N
/// B o,»;‘ns\\\\
REAE RN,
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578
FL

" FL47695
DATE: (05,21.2025

DWG. BY: CHK. BY:
JR HFN

SCALE: NTS

pwaG.# RWD020

SHEET: REV.

18 —
OF 25)




8/4/2026 3:25 PM

c:\users\sebastianherreros\building drops, inc\building drops landing - common\projects\2026 code change projects\reilly architectural\cc-26-0587.1 - 2026 code change\dwgs\fl47695-r0\rwd020 - a.dwg

SEE TABLE ON SHEET 18 FOR\
ANCHOR DETAILS
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/AN VERTICAL SECTION
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I—MlN. EDGE DISTANCE ON SHEET 18 FOR W l—lqu. EDGE DISTANCE SUBSTRATE
1/2" MAX. 1 1/2" MAX. ! / BY OTHERS
J_SHIM SPACE PERIMETER SEALANT l_SHIM SPACE
| T BY OTHERS — i
T - ] MIN. EMBEDMENT 1/2" MAX.
#10 X 1" SCREW 1 rSHIM SPACE
#10 X 1" SCREW #10 X 1" SCREW
PERIMETER SEALANT g |
BY OTHERS ”LE s }
INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR

/B VERTICAL SECTION

\19/ HEAD - ALUMINUM/STEEL BENT EXT. CLIP
JAMB AND SILL SIMILAR
INSIDE GLAZED

\l9/ HEAD - ALUMINUM/STEEL BENT EXT. CLIP
JAMB AND SILL SIMILAR
OUTSIDE GLAZED

#8 X 1" ANCHOR
(2) PER ANGLE
SEE TABLE ON SHEET 18 FOR

MIN. EDGE
DISTANCE ANCHOR DETAILS MIN. EDGE
DISTANCE
SUBSTRATE
! /BY OTHERS ; ;
1/2" MAX. J MIN. EMBEDMENT
MIN. EMBEDMENT 1/2" MAX. SHIM SPACE
l’SHu\A SPACE
/))D/— PERIMETER SEALANT
= BY OTHERS SEE TABLE ON SHEET 18 FOR
PERIMETER SEALANT } SUBSTRATE ANCHOR DETAILS
BY OTHERS BY OTHERS
EXTERIOR INTERIOR EXTERIOR INTERIOR

/D\ VERTICAL SECTION

/E\ VERTICAL SECTION

\l9/ HEAD - THROUGH FRAME \lg/ SILL - 3/4" X 3/4" ALUMINUM/STEEL ANGLE

JAMB AND SILL SIMILAR

OUTSIDE GLAZED

OUTSIDE GLAZED

NOTE: THROUGH FRAME INSTALLATION WITHOUT
BLOCKING ONLY QUALIFIED FOR FLAT PROFILE.

/C\ VERTICAL SECTION
\lg/ HEAD - THROUGH FRAME

JAMB AND SILL SIMILAR
INSIDE GLAZED

NOTE: THROUGH FRAME INSTALLATION WITHOUT
BLOCKING ONLY QUALIFIED FOR FLAT PROFILE.

#8 X 1" ANCHOR
(2) PER ANGLE

MIN. EDGE
DISTANCE

}
1/2" MAX. MIN. EMBEDMENT
SHIM SPACE ‘
PERIMETER SEALANT 7
SEE TABLE ON SHEET 18 FOR
BY OTHERS SUBSTRATE

ANCHOR DETAILS
BY OTHERS

EXTERIOR

INTERIOR

/F\ VERTICAL SECTION

\lg/ SILL - 3/4" X 3/4" ALUMINUM/STEEL ANGLE
INSIDE GLAZED

N
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#10 X 1" ANCHOR
(2) PER ANGLE

SEE TABLE ON SHEET 18 FOR

PERIMETER
SEALANT ANCHOR DETAILS
BY OTHERS
| —MIN. EMBEDMENT
1/2" MAX. J
SHIM SPACE {
MIN. EDGE
SUBSTRATE DISTANCE
BY OTHERS
EXTERIOR INTERIOR

/AN VERTICAL SECTION

\20/5ILL- 1/2" X 1-4/5" ALUMINUM/STEEL ANGLE
OUTSIDE GLAZED

SEE TABLE ON SHEET 18 FOR

MIN. EDGE
ANCHOR DETAILS —

DISTANCE
—MIN. EMBEDMENT

SUBSTRATE — 1/2" MAX.

BY OTHERS / I’SHH\A SPACE
PERlMETER—/%\,- |

SEALANT f
BY OTHERS ’\

#10 X 1" SCREW
#10 X 1" SCREW
EXTERIOR INTERIOR

/D\ VERTICAL SECTION

\Z(y HEAD - ALUMINUM/STEEL BENT INT. CLIP
JAMB SIMILAR

INSIDE GLAZED

SEE TABLE ON SHEET 18 FOR

#10 X 1" ANCHOR
(2) PER ANGLE

PERIMETER SEE TABLE ON SHEET 18 FOR
SEALANT ANCHOR DETAILS
BY OTHERS
| —MIN. EMBEDMENT
1/2" MAX. J
SHIM SPACE
MIN. EDGE
SUBSTRATE DISTANCE
BY OTHERS
EXTERIOR INTERIOR

B\ VERTICAL SECTION

\l(ysm -1/2" X 1-4/5" ALUMINUM/STEEL ANGLE
INSIDE GLAZED

__ __ MIN. EDGE
ANCHOR DETAILS DISTANCE
—MIN. EMBEDMENT
SUBSTRATE
BY OTHERS
1/2" MAX.
"smM SPACE
PERIMETER A = ~§J
SEALANT *
BY OTHERS
#10 X 1" SCREW
#10 X 1" SCREW
EXTERIOR INTERIOR

/E\ VERTICAL SECTION
\ZO/ HEAD - ALUMINUM/STEEL FLAT CLIP

JAMB SIMILAR
OUTSIDE GLAZED

SEE TABLE ON SHEET 18 FOR

MIN. EDGE
ANCHOR DETAILS ™ ™ DISTANCE
—MIN. EMBEDMENT
SUBSTRATE—| 1/2" MAX.
BY OTHERS I’SHlM SPACE
PERIMETER - il
SEALANT f
BY OTHERS \
#10 X 1" SCREW

#10 X 1" SCREW

EXTERIOR INTERIOR

7T\ VERTICAL SECTION

\Z(y HEAD - ALUMINUM/STEEL BENT INT. CLIP
JAMB SIMILAR

OUTSIDE GLAZED

SEE TABLE ON SHEET 18 FOR

L __MIN. EDGE
ANCHOR DETAILS DISTANCE
—MIN. EMBEDMENT
SUBSTRATE
BY OTHERS
1/2" MAX.
/ l’smM SPACE

PERIMETER |

SEALANT f
BY OTHERS

#10 X 1" SCREW

#10 X 1" SCREW

EXTERIOR INTERIOR

7F\ VERTICAL SECTION
Q(y HEAD - ALUMINUMY/STEEL FLAT CLIP

JAMB SIMILAR
INSIDE GLAZED
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SEE TABLE ON SHEET 18 FOR
ANCHOR DETAILS

#10 X 1/2" ANCHOR
(2) PER ANGLE

—MIN. EMBEDMENT

1/2" MAX. J
SHIM SPACE
PERIMETER
o oo
SUBSTRATE DISTANCE
BY OTHERS
EXTERIOR INTERIOR

/R VERTICAL SECTION

\ Z I JSILL - 1/2" X 1-4/5" ALUMINUM/STEEL ANGLE
OUTSIDE GLAZED

#10 X 1/2" ANCHOR
(2) PER ANGLE

SEE TABLE ON SHEET 18 FOR
ANCHOR DETAILS

—MIN. EMBEDMENT

1/2" MAX. J
SHIM SPACE
PERIMETER
SEALANT MIN. EDGE
BY OTHERS SUBSTRATE DISTANCE
BY OTHERS
EXTERIOR INTERIOR

/B\ VERTICAL SECTION

\ Z I JSILL - 1/2" X 1-4/5" ALUMINUM/STEEL ANGLE
INSIDE GLAZED

\
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BILL OF MATERIALS 19 BLOCKING PE VARIES
ITEM# DESCRIPTION MATERIAL | MANUFACTURER 20 BLOCKING PE VARIES
1 FRAME JAMB BRONZE OTTOSTUMM 21 BLOCKING PE VARIES
1A FRAME JAMB VARIES OTTOSTUMM 22 BLOCKING PE VARIES
2 SASH BRONZE OTTOSTUMM ALU61\(/I)I6l\}l_JTI\? oR
23 BENT EXTERIOR CLIP STAINLESS REILLY
2A SASH VARIES OTTOSTUMM STEEL
3 SILL BRONZE REILLY 24 SASH BRONZE OTTOSTUMM
3A SILL VARIES REILLY 24A SASH VARIES OTTOSTUMM
4 SASH BRONZE OTTOSTUMM 25 FRAME JAMB BRONZE OTTOSTUMM
4A SASH VARIES OTTOSTUMM 25A FRAME JAMB VARIES OTTOSTUMM
5 BLOCKING PE VARIES 6061-T6
26 FLAT CLIP ALUMINUM OR REILLY
s KEEPER STAINLESS SEILLY STAINLESS
STEEL STEEL
7 NUT BAR STAINLESS REILLY 6061-T6
STEEL Lo ALUMINUM OR
STAINLESS 27 3/4" X 3/4" ANGLE STAINLESS REILLY
8 KEEPER REILLY
STEEL STEEL
9 LOCKING POINT VARIES REILLY 28 1/2" X 5" BAR STEEL REILLY
10 OPPERATOR STEEL OTTOSTUMM 29 2-1/2" X 1/2" BAR STEEL REILLY
6061-T6
11 HINGE BRASS SWF ALUMINUM OR
e 30 BENT INTERIOR CLIP STAINLESS REILLY
12 FRICTION ADJUSTER STEEL CALDWELL STEEL
31 LOCK VARIES REILLY
13 WEATHER STRIPPING N/A OTTOSTUMM
14 WEATHER STRIPPING N/A OTTOSTUMM
le— 3.01" le— 3.01"
15 END CAP COMPOSITE REILLY T { T {
6061-T6 2.14" 2.14"
. . ALUMINUM OR 1.56" 1.56"
16 1/2" X 1-4/5" ANGLE STAINLESS REILLY ! !
STEEL f f
17 FRAME JAMB BRONZE OTTOSTUMM
SILL SILL
17A FRAME JAMB VARIES OTTOSTUMM BRONZE VARIES
18 LOCKING RAIL BRONZE OTTOSTUMM
3.35"
18A LOCKING RAIL VARIES OTTOSTUMM }— i

1.72"

) %

? I* 2.62" »|

BLOCKING

0.12" —ft=—0

®)

ﬂ [@ @] 0.79"
T

KEEPER
STAINLESS STEEL

_L|<— 2.95" +| L|<— 2.95" »I
1.65" 1.65" -E——]-ﬁ

T T
©
L 1.06" L

R i
1.06" T 1.06" FHﬁ -0
T e = T os

7
©

FRAME JAMB
VARIES

FRAME JAMB
BRONZE

SASH
BRONZE

SASH
VARIES

i B

o 165’ lgpe—so
<:> SASH ‘I’ SASH
BRONZE VARIES
|<— 3.35" ——|i
— e % [P\ /9|
B e o | @ ’
|~ 020" T 0.12" —={=— T
0.37" a‘

KEEPER
STAINLESS STEEL

NUT BAR
STAINLESS STEEL

@
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O,

4

8.90"

-

0.32"

LOCKING POINT

VARIES

~=— 3.00" —= — 0.51"
1.80"
€ &
f —||=— 0.12"

1/2" X 1-4/5" ANGLE
6061-T6 ALUMINUM
OR STAINLESS STEEL

1.59"
~ 2.56" =
BLOCKING
PE

_j f~— 0.64"
4.60" { /3
- 0.9_8"

" 1
2.35" ——
OPERATOR
STEEL

i

TI«— 2.95" ~—‘

FRAME JAMB
BRONZE

-

oI L
2.48"
BLOCKING
PE

1.07"

[ |
o
(o)

3.35" (o]

ﬁm»l

~— 1.07"

HINGE
BRASS

3.35"

[ |
o
o

2.55"  |=—

i

1

1.06" l‘-
T 2.95" ~—‘

FRAME JAMB
VARIES

i:F— 0.96"

0.15" —

BLOCKING
PE

1

= o.60"

oso =] I T

FRICTION ADJUSTER
STAINLESS STEEL

—= " 0.24"

q

0;59"

@)

oSO O
1.44" W
(0N )

Rl
0.78" j_

WEATHER STRIPPING

2.22" |<—

@ WEATHER STRIPPING @

I

1.65"

TI«— 2.95" J

LOCKING RAIL
BRONZE

=

2.15"

{
] ase |-

BLOCKING
PE

—=] |=— 0.24"

v

0.59" —

END CAP
COMPOSITE

I

1.65"

C——=cl )

TI«— 2.95" "

LOCKING RAIL

VARIES
I 1.41"

T

1.41"
o

|

®)

f~— 3.03" = —>|l<— 0.12"

BENT EXTERIOR CLIP
6061-T6 ALUMINUM
OR STAINLESS STEEL
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i N 1

" 1.06"
1.65 J 1.65" H\j—L'

TI«— 2.95" »‘ Tl; 2.95" -
SASH SASH @ FRAME JAMB
BRONZE VARIES BRONZE

T o o o
3.03" ‘
075" | & o
L o o o _ lle— 0.125"
I 0.75" o © ©

F 5.00" —>| 012 |-— 300" |

FLAT CLIP @ 3/4" X 3/4" ANGLE
6061-T6 ALUMINUM OR STAINLESS STEEL 6061-T6 ALUMINUM OR STAINLESS STEEL

o —»”—— 0.12"
o 061" | —

o aee ]
0.94"
BENT INTERIOR CLIP LOCK
6061-T6 ALUMINUM VARIES

OR STAINLESS STEEL

3.03"

5.00"

2.95" —=]

FRAME JAMB
VARIES

N7
—>| |<— 0.50"

1/2" X 5" BAR
STEEL

0.50"

V222222

j_ Y

2-1/2" X 1/2" BAR
STEEL
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FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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