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GENERAL NOTES:
- THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY WITH THE  REQUIREMENTS OF THE FLORIDA BUILDING CODE

8TH EDITION (2023) INCLUDING HIGH VELOCITY HURRICANE ZONE (HVHZ).

- PRODUCTS ARE RATED FOR LARGE MISSILE IMPACT. SHUTTERS ARE NOT REQUIRED WHEN USED IN HVHZ.

- PRODUCTS ARE APPROVED FOR AIR AND WATER RESISTANCE.

- ANCHORS SHALL BE AS LISTED,  SPACED AS SHOWN ON DETAILS. ANCHORS EMBEDMENT TO BASE MATERIAL SHALL BE
BEYOND WALL DRESSING OR STUCCO.

- ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE DETAILS ARE NOT PART OF THIS APPROVAL.

- MATERIALS INCLUDING BUT NOT LIMITED TO STEEL/METAL SCREWS THAT COME INTO CONTACT WITH OTHER DISSIMILAR
MATERIALS SHALL MEET THE REQUIREMENTS OF THE FLORIDA BUILDING CODE 8TH EDITION 2023) SECTION AS APPLICABLE.

- METAL STRUCTURES BY OTHERS TO BE DESIGNED TO SUPPORT THE LOADS IMPOSED BY THIS GLAZING SYSTEM AND TO
TRANSFER SUCH LOADS TO THE BUILDING MAIN STRUCTURE.

- ULTIMATE LOAD OBTAINED FROM ASCE 7-22, MULTIPLY BY 0.6 SHALL BE LESS THAN OR EQUAL TO MAX. DESIGN LOAD IN
THIS DOCUMENT. THE DESIGN LOADS SHOWN IN THIS DOCUMENT ARE ALLOWABLE DESIGN LOADS.

- MANUFACTURER'S LABEL SHALL BE LOCATED ON A READILY VISIBLE LOCATION IN ACCORDANCE WITH SECTION 1709.9.3 OF
FLORIDA BUILDING CODE LABELING TO COMPLY WITH SECTION 1709.9.2.

INSTRUCTIONS:
USE CHARTS AS FOLLOWS.

STEP 1: DETERMINE DESIGN WIND LOAD REQUIREMENTS BASED ON WIND VELOCITY, BLDG. HEIGHT,
WIND ZONE USING APPLICABLE ASCE 7-22 STANDARD.

STEP 2:   SEE PAGE 01 FOR GLASS COMPOSITION.

STEP 3:   SEE TYPICAL ELEVATION ON PAGE 02 &03 FOR MAXIMUM SIZES AND DESIGN LOADS.

STEP 4:   THE LOWEST VALUE RESULTING FROM STEPS 3 THAT EXCEED THE DESIGN WIND PRESSURES
      DETERMINED THRU STEP 1 SHALL APPLY TO ENTIRE SYSTEM.

ABBREVIATIONS AND SYMBOLS
D.L.O. - DAYLITE OPENING
F.H. - FRAME HEIGHT
F.W. - FRAME WIDTH
LG. - LONG
STL. - STEEL
ALUM. - ALUMINUM
MULL. - MULLION
HORIZ. - HORIZONTAL
W/ - WITH
W/O - WITHOUT
VERT.- VERTICAL
G.B. - GLASS BITE

 - CENTER LINE
S.S. - STAINLESS STEEL
H.S. - HEAT STRENGTHENED
SSG - STRUCTURAL SILICONE

 GLAZED
TEMP. - TEMPERED
O.C. - ON CENTER
SECTION NUMBER

SHEET NUMBER

NOTE:
GLASS COMPLIES WITH ASTM E1300-09
(3 SEC. GUSTS) AND ANSI Z97.1.

LINDNER FACADES INC.
SERIES EWT-10 WINDOW WALL - LARGE MISSILE IMPACT

3 3/8" NOMINAL OVERALL
INSULATED LAMINATED GLASS

G1

1/2" TEMPERED GLASS

EXTERIOR

0.06" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA, INC.

5/8" TEMPERED GLASS

5/8" AIR SPACE

2
 3

/3
2
"

M
IN

.

5/16" TEMPERED GLASS
0.06" SENTRYGLAS INTERLAYER
BY KURARAY AMERICA, INC.

STRUCTURAL SILICONE SEALANT
DOWSIL 121 OR DOWSIL 795

TEXTILE REINFORCED ELASTOMER
BEARING SPEBA SERIES 3100

STRUCTURAL SILICONE SEALANT
DOWSIL 121/ DOWSIL 795
& SETTING BLOCK (75±5 SHORE A)

ALUMINUM-EN AW 5005 H14 OR AST, B209
(SHEET AND PLATE)

3/4" MIN.
3/4" MIN.

SILICONE FOAM SPACER
& DOW 3363 SILICONE

LIMITATIONS OF USE

THIS PRODUCT EVALUATION DOCUMENT
(P.E.D.) PREPARED BY THIS ENGINEER IS
GENERIC AND DOES NOT PROVIDE
INFORMATION FOR A SITE SPECIFIC
PROJECT;  i.e. WHERE THE SITE
CONDITIONS DEVIATE FROM THE P.E.D.

CONTRACTOR TO BE RESPONSIBLE FOR
THE SELECTION,  PURCHASE AND
INSTALLATION OF THIS PRODUCT BASED
ON THIS PRODUCT EVALUATION PROVIDED
HE/SHE DOES NOT DEVIATE FROM THE
CONDITIONS DETAILED ON THIS
DOCUMENT.

THIS PRODUCT EVALUATION DOCUMENT
WILL BE CONSIDERED INVALID IF ALTERED
BY ANY MEANS.

SITE SPECIFIC PROJECTS SHALL BE
PREPARED BY A FLORIDA REGISTERED
ENGINEER OR ARCHITECT WHICH WILL
BECOME THE ENGINEER OF RECORD
(E.O.R.)  FOR THE PROJECT AND WHO WILL
BE RESPONSIBLE FOR THE PROPER USE OF
THE P.E.D.

THIS P.E.D. SHALL BEAR THE DATE AND
ORIGINAL SEAL AND SIGNATURE OF THE
PROFESSIONAL ENGINEER OF RECORD
THAT PREPARED IT.

A-

B-

C-

D-

E-
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TYPICAL EXTERIOR ELEVATION
DESIGN LOAD:+64/-82 PSF
AIR INFILTRATION:6.24 PSF
WATER RESISTANCE: 15 PSF

(FOR SIZE SHOWN ABOVE OR SMALLER AS PERMITTED BY FBC.)
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TYPICAL EXTERIOR ELEVATION
DESIGN LOAD:+64/-82 PSF
AIR INFILTRATION:6.24 PSF
WATER RESISTANCE: 15 PSF

(FOR SIZE SHOWN ABOVE OR SMALLER AS PERMITTED BY FBC.)
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SECTION PLAN A-A

CHANNEL & ANCHOR LAYOUT (AT SILL)

SECTION PLAN A-A
CHANNEL & ANCHOR LAYOUT(AT HEAD)

 @16" MAX. O.C.X303
--

 @16" MAX. O.C.X303
--

NO.2 EVERY
20" MAX. O.C.

X303
--

NO.2 EVERY
20" MAX. O.C.

X303
--
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SECTION PLAN B-B
HILTI CHANNEL & ANCHOR LAYOUT (AT SILL)

SECTION PLAN B-B
HILTI CHANNEL & ANCHOR LAYOUT (AT HEAD)

NO.2 EVERY
20" MAX. O.C.

X303
--

@16" MAX. O.C.X303
--
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X004
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--

X103
X202

4" MAX.
FROM END
@8" O.C.

0.165"

OD 1" - 18" THICK.

X007
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VENTILATION TUBE
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X003
X202

SEAL CHANNELS
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1/4"

METAL STRUCTURE
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"
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SILICONE SEALANT

1
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@16" MAX. O.C.

METAL STRUCTURE
BY OTHER

X600
--

X001
--
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@20" MAX. O.C.

LENGTH 4"

LOCALIZED - LENGTH 4"
@ GLASS SUPPORTS

4" WIDE, AT PLATE
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ITEM DESCRIPTION

M01 ALUMINUM - EN AW 5005 H14 OR ASTM B209 (SHEET AND PLATE)

M10 STEEL S355J2+N - EN 10025-2 OR ASTM A572 GRADE 50

M11 STEEL S235JR+AR - EN 10025-2 OR ASTM A36

M13 STAINLESS STEEL - 1.4404 (A4) or 316L TYPE

M20 HIT-HY 200-A V3 ADHESIVE ANCHOR

M30 STONE WOOL INSULATION, ROCKWOOL CURTAINROCK 40

M31 XPS INSULATION

M40 BACKER ROD-GREY

M41 MEMBRANE SILICONE - VAPOUR AND WATER BARRIER - DOWSIL SILICONE TRANSITION STRIP

M42 RAICO 168525 - CLOSED CELL FOAM

M43 DOWSIL SILICONE SEAL 123

M44 NORTHON TAPE - FOAM TAPE

M50 SILICONE DOWSIL™ 121 STRUCTURAL GLAZING SEALANT - GREY

M51 SILICONE DOWSIL™ 795 BUILDING SEALANT - GREY

M52 SILICONE DOWSIL™ 790 BUILDING SEALANT - BLACK

M60 TEXTILE REINFORCED ELASTOMER BEARING SPEBA® SERIE 3100

M62 PE

X001

X003 HEX CAP SCREW, ASTM F593G GROUP 2 (316 SS), 1/2”-13 X 7”

X004 FULLY THREADED HEX CAP SCREW, ASTM F593G GROUP 2 (316 SS), 1/4”-20 X 5/8”

X005 SELF-DRILLING SCREW #12 X 1” SS

X006 FLAT HEAD SOCKET CAP SCREW , ASTM A325, 5/8”-11 X 2”

X007 HEX CAP SCREW, ASTM A325, 5/8”-11 X 2 1/2”

X008 FLAT HEAD SOCKET CAP SCREW, ASTM F593G GROUP 2 (316 SS), 1/2”-13 X 2”

X009 FLAT HEAD SOCKET CAP SCREW, ASTM F593G GROUP 2 (316 SS), 3/8”-16 X 1”

X100 HEX NUT, ASTM F594G GROUP 2 (316 SS), 1” COARSE THREAD

X101 JAM NUT, ASTM F594G GROUP 2 (316 SS), 1-1/4” COARSE THREAD

X102 HEX NUT, ASTM F594G GROUP 2 (316 SS), 1/2” COARSE THREAD

X103 NYLOC NUT, ASTM F594G GROUP 2 (316 SS), 1/2” COARSE THREAD

X104 HEX NUT, ASTM A563 GRADE A, 5/8” COARSE THREAD

X105 JAM NUT, ASTM A563, 1-1/4” COARSE THREAD

X200 FLAT WASHER, SAE, 1” SS316

X202 FLAT WASHER, SAE, 1/2” SS316

X203 FLAT WASHER, SAE, 1/4” SS316

X204 SPRING LOCK WASHER, ASME B18.21.1, 5/8”

X205 FLAT WASHER LARGE, SAE, 1” SS316

X206 HILTI M16 SPLIT WASHER DIN127 HDG

X208 STEEL OVERSIZED WASHER ZINC-PLATED, FOR 5/8" SCREW, 0.65" ID, 2" OD

X300 HILTI 2081383 HAS 5.8 3/4" X 8" ZINC PLATED.

X301 HILTI HAS-E-55 ANCHOR ROD 1" X 12" ZINC PLATED.+ HILTI HY 200 V3

X302 KH-EZ SCREW ANCHOR 1/4" X 4" ZINC PLATED.

X303 HILTI BOLT HBC-C 8.8F M16 - 2152676

X500 X-P 27 P8 ELECTROGALVANIZED 5-13 μM HILTI 2150367

X600 HIGH-STRENGTH 4140 ALLOY STEEL, 3/8" DIAMETER, 1-1/4" LONG MM 97175A411

X601 HIGH-STRENGTH 4140 ALLOY STEEL, 3/8" DIAMETER, 1" LONG MM 97175A349

FLAT HEAD SOCKET CAP SCREW, ASTM F593G GROUP 2 (316SS), 1/2"-13 X 7"

ITEM DESCRIPTION


