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INSTALLATION NOTES:

1.

ONE (1) INSTALLATION ANCHOR IS REQUIRED AT EACH ANCHOR
LOCATION SHOWN OR OTHERWISE INDICATED.

THE NUMBER OF INSTALLATION ANCHORS DEPICTED IS THE MINIMUM
NUMBER OF ANCHORS TO BE USED FOR PRODUCT INSTALLATION OF
THE MAXIMUM SIZE LISTED.

INSTALL INDIVIDUAL INSTALLATION ANCHORS WITHIN A TOLERANCE OF
+1/2 INCH THE DEPICTED LOCATION & SPACING IN THE ANCHOR
LAYOUT DETAILS (I.E., WITHOUT CONSIDERATION OF TOLERANCES).
TOLERANCES ARE NOT CUMULATIVE FROM ONE INSTALLATION
ANCHOR TO THE NEXT.

SHIM AS REQUIRED AT EACH INSTALLATION ANCHOR WITH LOAD
BEARING SHIM(S). MAXIMUM ALLOWABLE SHIM STACK TO BE 1/2" FOR
HEAD AND JAMB. MAXIMUM ALLOWABLE SHIM STACK TO BE 1" FOR
SILL. SHIM WHERE SPACE OF 1/16" OR GREATER OCCURS. SHIM(S)
SHALL BE CONSTRUCTED OF HIGH DENSITY PLASTIC OR BETTER.

FOR MASONRY OR CONCRETE OPENINGS, 1X WOOD BUCK MAY BE
USED (OPTIONAL AS LONG AS THE MINIMUM EMBEDMENT AND EDGE
DISTANCE REQUIREMENTS ARE STILL MET WITHIN THE
CORRESPONDING HOST SUBSTRATE. SEE GENERAL NOTE #3 ON SHEET 1
FOR MORE INFORMATION.

MINIMUM EMBEDMENT AND EDGE DISTANCE EXCLUDE WALL FINISHES,
INCLUDING BUT NOT LIMITED TO STUCCO, FOAM, BRICK VENEER, AND
SIDING.

INSTALLATION ANCHORS AND ASSOCIATED HARDWARE MUST BE MADE
OF CORROSION RESISTANT MATERIAL OR HAVE A CORROSION
RESISTANT COATING.

FOR HOLLOW BLOCK AND GROUT FILLED BLOCK, DO NOT INSTALL
INSTALLATION ANCHORS INTO MORTAR JOINTS. EDGE DISTANCE IS
MEASURED FROM FREE EDGE OF BLOCK OR EDGE OF MORTAR JOINT
INTO FACE SHELL OF BLOCK.

INSTALLATION ANCHORS SHALL BE INSTALLED IN ACCORDANCE WITH
ANCHOR MANUFACTURER'S INSTALLATION INSTRUCTIONS, AND
ANCHORS SHALL NOT BE USED IN SUBSTRATES WITH STRENGTHS LESS
THAN THE MINIMUM STRENGTH SPECIFIED BY THE ANCHOR
MANUFACTURER.

REILLY ARCHITECTURAL

RWD45 WOOD LIFT & SLIDE DOOR
(HVHZ)(IMPACT)

~

REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX: 631-208-0711

EMAIL:

WWW.REILLYARCH.COM

g
wn
i
- = §
[V = 4
noF Bk ahapsd
O v " O OEHDO?‘U
Cax £z LR
Qo2 oz oS8z3Ls
=62 25| gz:3if
223 23| £33::¢
;oag w3 az &
9 w
T G = 8 2
:vw£ DH
= - M
>
[as] o
i £
o l:
i = =
o] o =
w e |
= o =
= a =
REMARKS BY | DATE

[THE INSTALLATION

DETAILS DESCRIBED HEREIN ARE GENERI(]

AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

Digitally signed by Hermes F. Norero, P.E.
Reason lam approvmg this document

1900 NE MIAMI COURT, STE. 2-15

MIAMI, FL 33132

FBPE CERT. OF AUTHORIZATION No. 29578

GENERAL NOTES. TABLE OF CONTENTS
1. THE PRODUCT SHOWN HEREIN IS DESIGNED AND SHEET SHEET DESCRIPTION
MANUFACTURED TO COMPLY WITH THE CURRENT EDITION
FLORIDA BUILDING CODE (FBC), INCLUDING HVHZ AND HAS 1 GENERAL NOTES & INSTALLATION NOTES
BEEN EVALUATED ACCORDING TO THE FOLLOWING: 5 GLAZING DETAILS
e TAS201-94
o TAS202-94 3 ELEVATION
o TAS203-94
4 ELEVATION
2. ADEQUACY OF THE EXISTING STRUCTURAL P ELEVATION
CONCRETE/MASONRY, 2X FRAMING, AND METAL FRAMING
AS A MAIN WIND FORCE RESISTING SYSTEM CAPABLE OF 6 ANCHOR LAYOUT
WITHSTANDING AND TRANSFERRING APPLIED PRODUCT
LOADS TO THE FOUNDATION IS THE RESPONSIBILITY OF THE 7 DESIGN PRESSURE TABLES
ENGINEER OR ARCHITECT OF RECORD FOR THE PROJECT OF 3 VERTICAL SECTIONS
INSTALLATION.
9 VERTICAL SECTIONS
3. 1X AND 2X BUCKS (WHEN USED) SHALL BE DESIGNED AND
ANCHORED TO PROPERLY TRANSFER ALL LOADS TO THE 10 VERTICAL SECTIONS
STRUCTURE. BUCK DESIGN AND INSTALLATION IS THE 1 HORIZONTAL SECTIONS
RESPONSIBILITY OF THE ENGINEER OR ARCHITECT OF
RECORD FOR THE PROJECT OF INSTALLATION. 12 HORIZONTAL SECTIONS
4. THE INSTALLATION DETAILS DESCRIBED HEREIN ARE 13 ANCHOR DETAILS & ANCHOR SCHEDULE
GENERIC AND MAY NOT REFLECT ACTUAL CONDITIONS FOR " ANCHOR DETAILS
A SPECIFIC SITE. IF SITE CONDITIONS CAUSE INSTALLATION
TO DEVIATE FROM THE REQUIREMENTS DETAILED HEREIN, 15 ANCHOR DETAILS
A LICENSED ENGINEER OR ARCHITECT SHALL PREPARE SITE
SPECIFIC DOCUMENTS FOR USE WITH THIS DOCUMENT, IN 16 ANCHOR DETAIL
NON-HVHZ AND TO BE REVIEWED BY BUILDING OFFICIAL.
17 BILL OF MATERIALS & COMPONENTS
FOR HVHZ DEVIATION FROM APPROVAL REQUIRES ONE
TIME APPROVAL FROM MIAMI-DADE COUNTY (RER). 18 COMPONENTS
5. APPROVED IMPACT PROTECTIVE SYSTEM IS NOT REQUIRED 19 COMPONENTS
ON THIS PRODUCT IN AREAS REQUIRING IMPACT
RESISTANCE.
6. DOOR MATERIAL: MAHOGANY
MAX. PANEL SIZE MISSILE
7. GLASS MEETS THE REQUIREMENTS OF ASTM E1300 GLASS CONFIGURATION | DESIGN PRESSURE IMPACT
CHARTS. SEE SHEET 2 FOR GLAZING DETAILS. WIDTH | HEIGHT RATING
LARGE & SMALL
SEE SHEET7 | SEE SHEETS3-5 SEE SHEET 7 VISSILE IMPACT

FL #

FL48052

DATE: 03.25.2026

DWG. BY: CHK. BY:
DB HEN

SCALE: NTS

owaG. #: RWD037

SHEET:

1

OF 19)




4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

11/4" INSULATED GLASS CONSISTING OF:
1/8" ANNEALED GLASS
0.060" SAFLEX PVB INTERLAYER BY EASTMAN
1/8" ANNEALED GLASS
5/8" ALUMINUM SPACER
1/8" ANNEALED GLASS
0.060" SAFLEX PVB INTERLAYER
BY EASTMAN
1/8" ANNEALED GLASS
REN EXTERIOR
N\ INTERIOR

\

EXTERIOR V2

DOWSIL 795 DOWSIL 795

6116-WH-3125
GLAZING TAPE
BY BARRY-GLOBAL

6116-WH-3125
GLAZING TAPE
BY BARRY-GLOBAL

MIN. GLASS
BITE 1/2"

DOWSIL 995 DOWSIL 995

GLAZING DETAIL 1

LIMITED TO MAXIMUM D.L.O. AREA OF 31.06 FT?

13/16" OR 1 1/4" INSULATED GLASS
CONSISTING OF:
3/16" HEAT STRENGTHENED GLASS
0.090" SENTRYGLAS INTERLAYER
BY KURARAY
3/16" HEAT STRENGTHENED GLASS
1/2" ALUMINUM SPACER

EXTERIOR 3/16" OR 1/4" TEMPERED GLASS EXTERIOR

DOWSIL 995 \ INTERIOR E—
N\ DOWSIL 795

1/8" X 1/4" X 3/4"
GLAZING SHIM 1 6116-WH-3125
(NOTHON Z-4012V \ '\é'll?E' S/Lﬁss..s GLAZING TAPE
RUBBER) 4 BY BARRY-GLOBAL
/

DOWSIL 995 DOWSIL 995
16 GA. X 1" STAINLESS
SETTING BLOCK N e STEEL BRAD NAIL, 1 1/2"
~_ _— FROM CORNERS & 6" O.C.
THEREAFTER

GLAZING DETAIL 4
LIMITED TO MAXIMUM D.L.O. AREA OF 43.23 FT?

GLAZING NOTES:

1.  GLASS TYPE COMPLIES WITH ASTM E1300 REQUIREMENTS. PER THE FBC, TEMPER
AND SAFETY GLAZING REQUIREMENTS SHALL BE REVIEWED ON A SITE SPECIFIC BASIS.

2. SETTING BLOCK DUROMETER HARDNESS OF 70-90 (SHORE A) AS REFERENCED IN FBC
CHAPTER 24.

3. SETTING BLOCKS TO BE LOCATED AT 1/4 SPAN LENGTH FOR GLASS WIDER THAN 36"
AS PER FBC CHAPTER 24.

4. D.L.O. AND DESIGN PRESSURES MAY NOT EXCEED MAX VALUES SHOWN HEREIN.

5. FOR GLAZING DETAILS 4 & 6, ALTERNATE GLAZING BEADS ARE QUALIFIED AS LONG AS
THE MOMENT OF INERTIA VALUE OF THE DESIRED BEAD IS EQUAL TO OR GREATER
THAN THE TESTED BEAD SHOWN ON THE RIGHT.

1

N
N\

7/16" INSULATED GLASS CONSISTING OF:
3/16" ANNEALED GLASS

0.030" SAFLEX PVB INTERLAYER BY EASTMAN
1/4" ANNEALED GLASS

1/2" ALUMINUM SPACER

3/16" ANNEALED GLASS

0.090" SAFLEX PVB INTERLAYER
BY EASTMAN

3/16" ANNEALED GLASS

INTERIOR EXTERIOR -

DOWSIL 795

MIN. GLASS
BITE 1/2"

6116-WH-3125
GLAZING TAPE

GLAZING DETAIL 2

BY BARRY-GLOBAL

DOWSIL 995

N
N\

15/16" INSULATED GLASS CONSISTING OF:

1/4" TEMPERED GLASS

1/2" ALUMINUM SPACER

1/4" ANNEALED GLASS

0.090" SAFLEX PVB INTERLAYER
BY EASTMAN

1/4" ANNEALED GLASS

INTERIOR
\

\
| MIN.GLASS

BITE 1/2"
J—_/

STAINLESS STEEL BRAD NAIL
18 GA. X 1"

GLAZING DETAIL 3

3/4" LAMINATED GLASS CONSISTING OF:

5/16" ANNEALED GLASS

GLAZING DETAIL 5

0.5625"

~— 0.5625" —=

7/16" LAMINATED GLASS CONSISTING OF:

3/16"
0.090

HEAT STRENGTHENED GLASS
" SENTRYGLAS INTERLAYER

BY KURARAY

3/16"

HEAT STRENGTHENED GLASS

AN
N\ INTERIOR

- 0.090" SAFLEX PVB INTERLAYER BY EASTMAN
5/16" ANNEALED GLASS
T T EXTERIOR o
/ ' INTERIOR s
—_— DOWSIL 995 Y
\\ 1/8" X 1/4" X 3/4" /
GLAZING SHIM
| MB'I'*EGIL/QES (NOTHON Z-4012V
RUBBER) | Ll
< Y DOWSIL 995 /
N / SETTING BLOCK N
~N b ~N
~ - ~

\
\
| MIN. GLASS
| BITE 9/16"
]
/
/ 16 GA. X 1" STAINLESS
- STEEL BRAD NAIL, 1 1/2"
-

FROM CORNERS & 6" O.C.
THEREAFTER

GLAZING DETAIL 6

LIMITED TO MAXIMUM D.L.O. AREA OF 43.23 FT?

EXTERIOR

DOWSIL 795

6116-WH-3125
GLAZING TAPE
0.6875 BY BARRY-GLOBAL

DOWSIL 995

MOMENT OF INERTIA ABOUT THE Y-AXIS = 0.0051 IN*

|<— 3/4" PLYWOOD

T —

~
N INTERIOR
AN

GLAZING DETAIL 7

KICK

PANEL

~
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
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FBPE CERT. OF AUTHORIZATION No. 29578
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~=——— PANEL WIDTH

FRAME WIDTH

D.L.O. WIDTH —

'/7 ITEM 42, 10" LONG ‘\

ITEM 42, 10" LONG

&>

7

7

7

SIZE NOTES:
D.L.O. WIDTH = PANEL WIDTH - 7.69"
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(HVHZ)(IMPACT)
ELEVATION
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

RWD45 WOOD
LIFT & SLIDE DOOR
BUILDING DROPS, INC.

PREPARED BY:
BUILDING DROPS

TITLE:

REMARKS BY

O
>
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4
FRAME HEIGHT N N BN N
\11 / & \11 / l 11/ l l 11/
lloll |IXII IIXI|
4
D.L.O. HEIGHT
D.L.O. HEIGHT
PANEL
-ACTIVE, AACTIVE HEIGHT,
SEE SHEET 7
0 (ﬂ
° T 8 °
9 % ]
INTERLOCK ‘
HANDLE (ITEM 43)
LOCATION 34" MAX. O.C. KICK PANEL
38.97" MAX. (ﬂﬂ —~ HEIGHT,
ya 8 A8/ 0 \ SEE SHEET 7
N ¢
L 12" MAX.
SEE KICK PANEL
DETAIL, SHEET 2
ELEVATION APPROVED CONFIGURATIONS INCLUDE:
2 - TRACK 1 TRACK: O, 0-O, PX, XP, PX-XP

FIXED PANEL D.L.O. HEIGHT = FIXED PANEL HEIGHT - 8.00"

OPERABLE PANEL D.L.O. HEIGHT = OPERABLE PANEL HEIGHT - 7.62"

MAX. ALLOWABLE FRAME WIDTH = 343.375"
MAX. ALLOWABLE FRAME HEIGHT = 123.875"

ABOVE MAX. SIZES DO NOT OCCUR SIMULTANEOQOUSLY, SEE SHEET 7

FOR APPROVED PANEL SIZES

O-XX CONFIGURATION

2 TRACK: XX-XX, OX-XO, XO-OX, OX-XX, XX-0X, XX, OX, XO, OX-X, OXO,
XOX, PXX, XXP, PXX-XXP
3 TRACK: XXX, XXO, OXX, XO0, OOX, XX-XX, OX-XX, XX-XO, XXOXX,
XX0-0XX, OXX-XXO, PXXX, XXXP, PXXX-XXXP

DESIGNATIONS "X", "0", AND "P" STAND FOR THE FOLLOWING:
X: OPERABLE PANEL
O: FIXED PANEL

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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FRAME WIDTH
< PANEL WIDTH D.L.O. WIDTH ——=]
'S ITEM 42, 10" LONG—\ @ ITEM 42, 10" LONG—\
y 2 y
7 |7 v |7
FRAME HEIGHT A BN O\ BN /N
\ 11/ l \ 11/ ‘ 11/ l \ 11/ ‘ ‘ 11/
IIOII IIXII |IXII |IXII
4 q
D.L.O. HEIGHT
D.L.O. HEIGHT
PANEL
ACTIVE ACTIVE ACTIVE HEIGHT,
SEE SHEET 7
}— ¢ ¢ B
ofo ( 8 °
oo y/aL
INTERLOCK / *
(ITEM 43) HANDLE
34" MAX. O.C. LOCATION
" KICK PANEL
38.97" MAX. S— HEIGHT
Zak 7 INE A |8 \ SEE SHEET 7
S !
12" MAX.

SIZE NOTES:

D.L.O. WIDTH = PANEL WIDTH - 7.69"

FIXED PANEL D.L.O. HEIGHT = FIXED PANEL HEIGHT - 8.00"
OPERABLE PANEL D.L.O. HEIGHT = OPERABLE PANEL HEIGHT - 7.62"

MAX. ALLOWABLE FRAME WIDTH = 343.375"

MAX. ALLOWABLE FRAME HEIGHT = 123.875"

ABOVE MAX. SIZES DO NOT OCCUR SIMULTANEOUSLY, SEE SHEET 7
FOR APPROVED PANEL SIZES

ELEVATION

3 - TRACK
OX-XX CONFIGURATION

SEE KICK PANEL
DETAIL, SHEET 2
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APPROVED CONFIGURATIONS INCLUDE:

1 TRACK: O, 0-0O, PX, XP, PX-XP

2 TRACK: XX-XX, OX-XO, XO-0X, OX-XX, XX-0X, XX, OX, XO, OX-X, OXO,
XOX, PXX, XXP, PXX-XXP

3 TRACK: XXX, XXO, OXX, XO0, 00X, XX-XX, OX-XX, XX-XO, XXOXX,
XXO-0XX, OXX-XXO, PXXX, XXXP, PXXX-XXXP

4 TRACK: OXXX, OXXX-XXXO, XXXO-OXXX, PXXXX, XXXXP, PXXXX-XXXXP

DESIGNATIONS "X", "O", AND "P" STAND FOR THE FOLLOWING:
X: OPERABLE PANEL P: POCKET
O: FIXED PANEL

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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Ii POCKET WIDTH

FRAME HEIGHT

|
|
|
AR
|
|
|
|
|
|
|
|
|
|
|
|

FRAME WIDTH
|«——— PANEL WIDTH D.L.O. WIDTH ——=
ITEM 42, 10" LONG ITEM 42, 10" LONG
4 10 ) /_ \ _\
Vi . Vi ) Vi ) Vi
/B /B /B /N
l 11/ i 11/ i 11/ l l 12/
Ilel IIXII IIXII IIXII
4 4 4
D.L.O. HEIGHT
PANEL
ACTIVE ACTIVE ACTIVE ACTIVE HEIGHT
— — — — ’
SEE SHEET 7
—Ti 4 q 4
®
INTERLOCK
(ITEM 43)
34" MAX. O.C. ; .
( 10
#|e < 5‘ pal pat 7
L— 12" MAX. ~

SIZE NOTES:

D.L.O. WIDTH = PANEL WIDTH - 7.69"

FIXED PANEL D.L.O. HEIGHT = FIXED PANEL HEIGHT - 8.00"
OPERABLE PANEL D.L.O. HEIGHT = OPERABLE PANEL HEIGHT - 7.62"

MAX. ALLOWABLE FRAME WIDTH = 343.375"

MAX. ALLOWABLE FRAME HEIGHT = 123.875"

ABOVE MAX. SIZES DO NOT OCCUR SIMULTANEOQOUSLY, SEE SHEET 7
FOR APPROVED PANEL SIZES

ELEVATION

4 - TRACK
PXXXX CONFIGURATION

APPROVED CONFIGURATIONS INCLUDE:

1 TRACK: O, O-0O, PX, XP, PX-XP

2 TRACK: XX-XX, OX-XO, XO-0X, OX-XX, XX-OX, XX, OX, XO, OX-X, OXO,
XOX, PXX, XXP, PXX-XXP

3 TRACK: XXX, XXO, OXX, XO0, 00X, XX-XX, OX-XX, XX-XO, XXOXX,
XXO-0XX, OXX-XXO, PXXX, XXXP, PXXX-XXXP

4 TRACK: OXXX, OXXX-XXXO, XXXO-OXXX, PXXXX, XXXXP, PXXXX-XXXXP

DESIGNATIONS "X", "O", AND "P" STAND FOR THE FOLLOWING:
X: OPERABLE PANEL P: POCKET
O: FIXED PANEL
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[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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8" MAX.
FROM CORNERS

H—

SEE TABLE BELOW FOR
MAX. O.C. SPACING

FLOATING FIXED PANEL /
JAMB OPTIONAL, SEE

TABLES BELOW FOR -

MAX O.C. SPACING

||o||

¢
llxll
¢
ACTIVE
ALTVE
¢

¢
lleI
¢
ACTIVE
—_—
¢

||X||

SEE TABLE BELOW FOR
MAX. O.C. SPACING

o o

T 8" MAX.
FROM
CORNER

-

SEE TABLE BELOW FOR
MAX. O.C. SPACING

8" MAX.
— FROM CORNERS
ANCHOR LAYOUT
OX-XX CONFIGURATION
THROUGH FRAME INSTALLATION
MAXIMUM O.C. SPACING (IN.) - SECURED JAMB
TRACK 2 TRACK 3 TRACK 4 TRACK
DP DP < 40 PSF 40 PSF < DP < 60 PSF DP < 40 PSF 40 PSF < DP < 60 PSF DP < 40 PSF 40 PSF < DP < 60 PSF
HEAD 14.00 9.25 14.00 9.25 14.00 9.25
SILL (1" SHIM) 10.75 7.00 10.75 7.00 10.75 7.00
SILL (1/2" SHIM) 17.25 11.75 17.25 11.75 17.25 11.75
ALT. SILL (1" SHIM) 5.50 3.75 11.25 7.50 11.25 7.50
ALT. SILL (1/2" SHIM) 9.25 6.25 18.00 12.50 18.00 12.50
JAMB 15.50 9.75 15.50 9.75 18.00 18.00
MAXIMUM O.C. SPACING (IN.) - FLOATING FIXED PANEL JAMB
TRACK 2 TRACK 3 TRACK 4 TRACK
DP DP < 40 PSF 40 PSF < DP < 60 PSF DP < 40 PSF 40 PSF < DP < 60 PSF DP < 40 PSF 40 PSF < DP < 60 PSF

HEAD 11.25 7.50 11.25 7.50 11.25 7.50
SILL (1" SHIM) 8.50 5.75 8.50 5.75 8.50 5.75
SILL (1/2" SHIM) 14.00 9.25 14.00 9.25 14.00 9.25
ALT. SILL (1" SHIM) 4.50 3.00 9.00 6.00 9.00 6.00
ALT. SILL (1/2" SHIM) 7.75 5.00 16.00 10.25 16.00 10.25

~
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DESIGN PRESSURE TABLE (PSF)
KICK PANEL | KICK PANEL | KICK PANEL
WIDTH HEIGHT
(IN.) (IN.) k- PSF)

12 - 30 60.0
24 36 50.8
42 43.6
12-30 60.0
36 50.8
30 42 43.6
48 38.1

54 33.9
12 -30 60.0
e 36 50.8
42 43.6

48 38.1
12 -30 60.0
42 36 50.8
42 43.6
48 12 -30 60.0
36 50.8
54 12 -30 60.0
60 12-30 60.0
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DESIGN PRESSURE TABLE (PSF)

RWD45 WOOD
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1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

LIFT & SLIDE DOOR
BUILDING DROPS, INC.

TITLE

PREPARED BY
BD
BUILDING DROPS

DESIGN PRESSURE TABLES

REMARKS BY

O
>
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DESIGN PRESSURE TABLE NOTES:

1. GLAZING TYPES SHALL BE LIMITED TO THE MAXIMUM PANEL SIZES
SHOWN IN THE TABLE WHEN NO KICK PANEL IS USED.

2. KICK PANELS MAY BE USED WITH ANY GLAZING TYPES SHOWN.

3. WHEN THE KICKPANEL IS USED WITH GLAZING TYPE G1, THE PANEL
HEIGHT SHOWN FOR G1 MAY BE ADDED TO THE PANEL HEIGHT SHOWN
FOR THE KICKPANEL TO DETERMINE THE OVERALL PANEL HEIGHT.

4. WHEN THE KICKPANEL IS USED WITH GLAZING TYPES G2, G3 OR G4, THE
OVERALL PANEL HEIGHT SHALL NOT EXCEED THE ALLOWABLE PANEL
HEIGHTS PRESENTED IN THE GLAZING TABLE (THE HEIGHTS SHALL NOT
BE ADDED).

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.
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NOMINAL DIMS. o G2, G3, G4, NOMINAL DIMS. o G2, G3, G4,
PANEL | PANEL | (+/- PSF) ff/gs;? PANEL | PANEL | (+/- PSF) ff/gs;?
WIDTH |HEIGHT WIDTH |HEIGHT
(IN.) | (IN)) (IN.) | (IN))
24 60.0 60.0 24 60.0 60.0
30 60.0 60.0 30 60.0 60.0
36 60.0 60.0 36 60.0 60.0
42 60.0 60.0 42 102 60.0 60.0
48 60.0 60.0 48 60.0 60.0
54 84 60.0 60.0 54 55.8 60.0
60 60.0 60.0 60 - 60.0
66 60.0 60.0 66 - 60.0
72 - 60.0 24 60.0 60.0
78 - 60.0 30 60.0 60.0
84 - 60.0 36 60.0 60.0
24 60.0 60.0 42 108 60.0 60.0
30 60.0 60.0 48 52.9 60.0
36 60.0 60.0 54 - 60.0
42 60.0 60.0 60 - 60.0
48 % 60.0 60.0 66 - 60.0
54 60.0 60.0 24 60.0 60.0
60 60.0 60.0 30 60.0 60.0
66 - 60.0 36 59.9 60.0
72 - 60.0 42 114 51.4 60.0
78 - 60.0 48 45.0 60.0
24 60.0 60.0 54 - 60.0
30 60.0 60.0 60 - 60.0
36 60.0 60.0 24 60.0 60.0
42 60.0 60.0 30 60.0 60.0
48 9% 60.0 60.0 36 51.4 60.0
54 60.0 60.0 42 120 44.1 60.0
60 60.0 60.0 48 38.5 60.0
66 - 60.0 54 - 60.0
72 - 60.0 60 - 60.0

paTE: 03.25.2026

DWG. BY: CHK. BY:
DB HFEN

SCALE: NTS

owaG. #: RWD037

SHEET:

/

OF 19J




4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I1&s\method 1d\rwd037.dwg

@/""
VI- =Nl
il

o|—lo

S0 O ¢

FRAME A
HEIGHT O
T~ S =
\ N\
PANEL \ﬂ E | |
HEIGHT / \ /
AE—
N — +~| T
BB SEE GLAZING
D.L.O. DETAILS, SHEET 2
HEIGHT
EXTERIOR INTERIOR
\\8/ HEAD
2 - TRACK
EXTERIOR INTERIOR
D.L.O.
HEIGHT SEE GLAZING
|| T/ DETAILS, SHEET 2
PANEL M / T
HEIGHT / h /
W Rl
N / N /S
FRAME - e
HEIGHT ®
ormEy oL+
ol e[ T®
\\I I;/ /_@
@ 38 ﬂ 32
@ - —3)
A [

(CN

VERTICAL SECTION

\8/

SILL
2 - TRACK

y

* |
D.L.O.
HEIGHT
SEE GLAZING
DETAILS, SHEET 2\\'/ |
N PANEL
HEIGHT
EXTERIOR ® INTERIOR
FRAME
HEIGHT
(
SEE GLAZING __—"\ )
DETAILS, SHEET 2 N L7 D.LO.
HEIGHT
\ o
B VERTICAL SECTION
\\8/ MID-RAIL
\, |
EXTERIOR INTERIOR
D.L.O.
SEE GLAZING
DETAILS, SHEET 2 q HEISHT
PANEL
HEIGHT
FRAME
HEIGHT
‘

VERTICAL SECTION

ALTERNATE SILL
2 - TRACK

N
REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX:631-208-0711
EMAIL: WWW.REILLYARCH.COM

U
wn
=5
%) O b
gr_\ 2 D.bzgﬁgg'
OOU (@) OEad<s=s
(@) = SMaI ?®
o< = o o ]
oBbgs o QO8zacs
;Lu§ i) - S Y35
=82 4 | ozsids
gdr\r S Z:55:%¢
;0251 = o=z s
T oo =8 g
Ll 52
= > =
>
oo o
5 g
o ol S
G ~ =
= & g
= o =
[= o =
REMARKS BY | DATE

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL48052

DATE: 03.25.2026

DWaG. BY: CHK. BY:

DB HEN

SCALE: NTS

owe.# RWD037

SHEET:

OF 19)



AutoCAD SHX Text
64A

AutoCAD SHX Text
26A


4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

FRAME
HEIGHT

FRAME
HEIGHT

C
C

>
>

SEE GLAZING
DETAILS, SHEET 2

INTERIOR

O
TN P
\ N\
PANEL (L] é | [ \
HEIGHT \ i\\ /
N N
D.LO. i
HEIGHT
EXTERIOR
/AN VERTICAL SECTION
\\9/ HEAD
3 - TRACK
EXTERIOR N
D.LO.
HEIGHT
PANEL 11 \/ T
HEIGHT :/ \ /
. /1 (
N__7

([

o

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

(O

VERTICAL SECTION

\9/

SILL
3 - TRACK

FRAME
HEIGHT

D.L.O.
HEIGHT

PANEL
HEIGHT

EXTERIOR

INTERIOR

SEE GLAZING
g DETAILS, SHEET 2

1

¥

g

} E

I

] ®

i
]

l

L =

VERTICAL SECTION

ALTERNATE SILL
3 - TRACK

\
REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX: 631-208-0711
EMAIL: WWW.REILLYARCH.COM

(HVHZ)(IMPACT)
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

RWD45 WOOD
LIFT & SLIDE DOOR
BUILDING DROPS, INC.

VERTICAL SECTIONS

PREPARED BY:

BUILDING DROPS

TITLE:

REMARKS BY

o
>
3
m

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL48052

pate: 03.25.2026

DWG. BY: CHK. BY:

DB HEN

SCALE: NTS

owG.# RWD037

SHEET:

OF 19)



AutoCAD SHX Text
64A

AutoCAD SHX Text
26A

AutoCAD SHX Text
26A


4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

FRAME
HEIGHT

FRAME
HEIGHT

PANEL

HEIGHT

D.L.O.
HEIGHT

D.L.O.
HEIGHT

PANEL
HEIGHT

EXTERIOR

\

/

\_//

®® 09

69
_\J_L'_U V/_\nj‘ Vn \ \ n\J \-n/ \ \ hu A
i
/ Iy N = <'A Iy= =Nl
e . DL
ol el [T
® © ©

SEE GLAZING
DETAILS, SHEET 2

INTERIOR

(AN

VERTICAL SECTION

&

HEAD

4 - TRACK

EXTERIOR

N
7

/4
| IIN
=
=

E

/

y

:\

Jog

o

|
—

=
SO

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

FRAME
HEIGHT

EXTERIOR
D.L.O.
HEIGHT
g
PANEL /
HEIGHT
N .
~

P

ESiuy v NNy

7B\  VERTICAL SECTION
N0/ e TRack

C

VERTICAL SECTION

&0

SILL
4 - TRACK

INTERIOR

SEE GLAZING
DETAILS, SHEET 2

N
REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX:631-208-0711
EMAIL: WWW.REILLYARCH.COM

J

wn
=5
%) O b
gr_\ 2 D.bzgﬁgg'
OOU (@) OEad<s=s
o = S8 a2
o< = o o ]
(@) o (@) DSC‘._M,’EE
;Lu§ w - S Y35
"3 2 023883
gdr\r S Z55:%%
;025:: = o=z “ &
T o« =3 g

il u 52

3 > .. @

>

o o
5 g
o ol S
G ~ =
— & S
= o =
= a &
REMARKS BY | DATE

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL48052

DATE: 03.25.2026

DWaG. BY: CHK. BY:

DB HEN
NTS

SCALE:

owe.# RWD037

10

OF 19)



AutoCAD SHX Text
26A

AutoCAD SHX Text
26A

AutoCAD SHX Text
26A


4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

\_

INTERIOR

SEE GLAZING

~

7 EXTERIOR
D.L.O.
WIDTH

PANEL WIDTH

FRAME WIDTH

HORIZONTAL SECTION

JAMB - FIXED PANEL
3-TRACK

(AN
NV

INTERIOR

SEE GLAZING
DETAILS, SHEET 2
7
\
EXTERIOR
D.L.O.
WIDTH
PANEL WIDTH

(DY

FRAME WIDTH ———— =

HORIZONTAL SECTION

NV

JAMB - OPERABLE PANEL
3-TRACK

|~¢———— PANEL WIDTH ——=

INTERIOR v?/]B?H
o\ @ /—@/—@
7
SEE GLAZING
DETAILS,
SHEET 2
W __db -] SEE GLAZING
// AN - === DETAILS,
\ % SHEET 2
T
\ / |
o ==
A
oo
WIDTH EXTERIOR
—~——— PANEL WIDTH

(BN

FRAME WIDTH

HORIZONTAL SECTION

NEY

INTERLOCK

INTERIOR

SEE GLAZING

AN
~

(EN

PANEL WIDTH

FRAME WIDTH

DETAILS,
fSHEET 2 2
AN
‘\
J
L

EXTERIOR

D.L.O.
WIDTH

HORIZONTAL SECTION

NEY

JAMB - FIXED P

ANEL

2 - TRACK

INTERIOR @
@@
I~ T ~
£ \ \
- \
\ Ly X
N 1 | | //
s AT 7
SEE GLAZING @J L@ \—@
DETAILS, SEE GLAZING
SHEET 2 DETAILS,
SHEET 2
EXTERIOR
D.LO. D.LO.
WIDTH WIDTH
PANEL WIDTH PANEL WIDTH ——=
FRAME WIDTH

(T

HORIZONTAL SECTION

KV

DETAILS, SHEET 2

MEETING STILE

SEE GLAZING

T

D.L.O.
WIDTH

FRAME WIDTH

PANEL WIDTH ———

HORIZONTAL SECTION

NV

JAMB - OPERABLE PANEL

2 - TRACK

~N
REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX:631-208-0711
EMAIL: WWW.REILLYARCH.COM

J
Z3 £
w - 0 S
o wv e 4
nOF % &Bﬁggg
oou g RS- ERE
OQ< @) n:gf:$<r.s
LIJD' w Duu.mzjg
=AsS © s$3n3
nS= 2 Oz28e3
ION E Z55:3¢
o3 L = oz g
E'_> (@) ) w
o I N =8 2
:v o oD
o s 0
I ) -
5 =
o l S
i = -
= i g
= o =
[= o &
REMARKS BY | DATE

[THE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(]
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL48052

DATE: 03.25.2026

DWaG. BY:

DB

CHK. BY:

SCALE:

HEN
NTS

owe.# RWD037

SHEET:

11

OF 19)



AutoCAD SHX Text
8


4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

AN

I
I
|
|
|
|

/:/ 4-TRACK POCKET
|
|

/— 3-TRACK POCKET

/— 2-TRACK POCKET

Y o
==, /

POCKET

f— T —

WIDTH

HORIZONTAL SECTION

~~—————— PANEL WIDTH

?

%/_@ J\' WIbTH —
L { 4

SEE GLAZING
DETAILS,

SHEET 2

©

[ e®

FRAME

POCKET
WIDTH

\12/

POCKET JAMB

WIDTH

B\ HORIZONTAL SECTION
\lzj POCKET INTERLOCK

SEE GLAZING
DETAILS, SHEET 2

INTERIOR

D.L.O.
WIDTH

—+— PANEL WIDTH

——— FRAME WIDTH

EXTERIOR

/C\ HORIZONTAL SECTION

\12/

JAMB - OPERABLE PANEL
4 - TRACK

\
REILLY

ARCHITECTURAL

901 BURMAN BLVD, BUILDING 701
CALVERTON, NY 11933
PH: 631-208-0710 FAX: 631-208-0711
EMAIL: WWW.REILLYARCH.COM

(HVHZ)(IMPACT)
1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
PH: (954)399-8478
FAX: (954)744.4738
WEB: www.buildingdrops.com

RWD45 WOOD
LIFT & SLIDE DOOR
BUILDING DROPS, INC.

HORIZONTAL SECTIONS

PREPARED BY:

BUILDING DROPS

TITLE:

REMARKS BY

O
>
3
m

JTHE INSTALLATION DETAILS DESCRIBED HEREIN ARE GENERI(
AND MAY NOT REFLECT ACTUAL CONDITIONS FOR A SPECIFIC|
SITE. IF SITE CONDITIONS CAUSE INSTALLATION TO DEVIATE]|
FROM THE REQUIREMENTS DETAILED HEREIN, A LICENSED
ENGINEER OR ARCHITECT SHALL PREPARE SITE SPECIFIC
DOCUMENTS FOR USE WITH THIS DOCUMENT.

1900 NE MIAMI COURT, STE. 2-15
MIAMI, FL 33132
FBPE CERT. OF AUTHORIZATION No. 29578

FL

" FL48052
pATE: 03.25.2026

DWG. BY: CHK. BY:

DB HEN

SCALE: NTS

owG.# RWD037

Y,

OF 19)



AutoCAD SHX Text
HANDLE


4/13/2026 6:15 PM

c:\users\danielbuitrago\building drops, inc\building drops landing - common\projects\reilly architectural\fbc-25-1219.1 - zeluck wood impact products\dwgs\8170 I&s\method 1d\rwd037.dwg

SEE TABLE BELOW FOR #12 X 1-1/2" #10 X 1-1/2"
ANCHOR DETAILS SELF-DRILLING SELF-DRILLING
INTERIOR SCREW SCREW
EXTERIOR EXTERIOR INTERIOR
SUBSTRATE _
NSE%KREE 3.85" BY OTHERS PERIMETER \ PERIMETER s
SEALANT \ I:I 1" MAX. SEALANT 3 1" MAX.
BY OTHERS I SHIM SPACE BY OTHERS 5 r SHIM SPACE
4 L —><_ * S
f / MIN. T : T
# EMBEDMENT ; MIN. :
DERIMETER MIN. EMBEDMENT 2
SEALANT f EMBEDMENT
BY OTHERS ? f
1/2" MAX.
SH/IM SPACE SUBSTRATE
MIN. EDGE 3.01" SUBSTRATE BY OTHERS
EXTERIOR INTERIOR DISTANCE : BY OTHERS MIN. EDGE
— DISTANCE SEE TABLE BELOW FOR
s TAms o ron o oA
THROUGH FRAME (HEAD) THROUGH FRAME (SILL) THROUGH FRAME (ALTERNATE SILL)
\l:y 2-TRACK \Ly 2-TRACK @ 2-TRACK
MIN.
EMBEDMENT
INTERIOR
ANCHOR SCHEDULE
q MIN. MIN. EDGE
/4 EDGE DISTANCE METHOD SUBSTRATE ANCHOR TYPE MIN. EMBEDMENT DISTANGE
SEE TABLE ON THE RIGHT e YA
FOR ANCHOR DETAILS WOOD: MIN. SG = 0.55 | #10 WOOD SCREW 1.50" 1.50"
q METAL: 18 GAUGE
STEEL, MIN. Fy = 33KSI | #10 SELF-DRILLING PENE:?E%'D’“SB'\Q%ND 075"
q THROUGH FRAME | ALUMINUM 1/8" MIN, SCREW METAL '
(HEAD AND JAMB) 6063-T5 MIN
q SUBSTRATE
BY OTHERS CONCRETE: fc=3000PSI 1.75" 1.50"
( "
EXTERIOR MASONRY: CMU PER | /16" ITWTAPCON 1.00" 1.50"
- ASTM C90 MIN. 2000 PSI : :
PERIMETER SEALANT/—| |<_ 1/2" MAX. WOOD: MIN. SG = 0.55 | #12 WOOD SCREW 1.50" 1.50"
AND BACKER ROD SHIM SPACE
BY OTHERS METAL: 18 GAUGE
THROUGH FRAME | STEEL, MIN. Fy = 33KS| | #12 SELF-DRILLING PEN%?;?E%'?\ISB'\Q%ND 075"
(SILL) ALUMINUM 1/8" MIN, SCREW VETAL '
6063-T5 MIN
ANCHOR DETAIL CONCRETE: fc=3000PSI| 1/4" ITW TAPCON 1.75" 1.50"

(DY
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ITEM # DESCRIPTION MODEL / PN MANUFACTURER MATERIAL
1 TOP RAIL - REILLY MAHOGANY
2 TOP RAIL-FIXED - REILLY MAHOGANY
3 BOTTOM RAIL - REILLY MAHOGANY
4 BOTTOM RAIL-FIXED - REILLY MAHOGANY
5 STILE-FIXED - REILLY MAHOGANY
6 STILE-FIXED - REILLY MAHOGANY
7 STILE - REILLY MAHOGANY
8 STILE - REILLY MAHOGANY
9 STILE - REILLY MAHOGANY
10 STILE - REILLY MAHOGANY
11 STILE - REILLY MAHOGANY
12 RAIL - REILLY MAHOGANY
13 BLOCK - REILLY MAHOGANY
14 BLOCK - REILLY MAHOGANY
15 INTERLOCK - REILLY MAHOGANY
16 | BLOCK - REILLY MAHOGANY
17 GLASS STOP - REILLY MAHOGANY
18 BLOCK - REILLY MAHOGANY
19 BLOCK - REILLY MAHOGANY
20 BLOCK - REILLY MAHOGANY
21 BLOCK - REILLY MAHOGANY
22 FRAME / HEAD - 3 TRACK - REILLY MAHOGANY
23 JAMB - 3 TRACK - REILLY MAHOGANY
24 JAMB - 3 TRACK - REILLY MAHOGANY
25 SILL - 3 TRACK - REILLY ALUMINUM
26 HEAD TRACK EA10 REILLY ALUMINUM

26A HEAD TRACK - REILLY ALUMINUM
27 TOP REAR GUIDE LSRTG-00009 REILLY PLASTIC
28 TOP FRONT GUIDE LSRTG-00000 REILLY PLASTIC
29 BOTTOM RAIL EXTRUSION - REILLY ALUMINUM
30 PLATE - REILLY S.S
31 BLOCK - REILLY ALUMINUM
32 CHANNEL - REILLY ALUMINUM
33 ROLLER LAR 3000012 REILLY VARIES
34 BOTTOM TRACK - REILLY BRASS
35 TRACK - REILLY BRASS
36 WEEP 1211 VIG PLASTIC
37 WEATHERSTRIP LSGK.TU.150 REILLY SILICONE
38 | WEATHERSTRIP G02.000.13.93 REILLY SILICONE
39 | WEATHERSTRIP Ws33 RCT SILICONE
40 BLOCK - REILLY ALUMINUM
41 PLATE - REILLY S.S
o | ereweewer |-
43 INLERLOCK K-11864-00-0-1 G-U HDW ZINC CAST/STEEL
44 GEAR LAD255SH50 REILLY ALUMINUM /S.S
45  |LockinG BOLT LLB.631.11 REILLY s
46 |LockinG BOLT LLB.4000001 REILLY s
47 SASH GUIDE ACTIVE - REILLY S5
48 SASH GUIDE INACTIVE - REILLY S
49 BLOCK - REILLY ALUMINUM
50 | INSULATION STRIP G00728-00-30 G-UHDW FOAM
51 BLOCK 3449N129 MCMASTER FOAM
52 SILL LEG PLATE VARIES VARIES S.S
53 JAMB - 2 TRACK - REILLY MAHOGANY
54 JAMB - 2 TRACK - REILLY MAHOGANY
55 FRAME / HEAD - 2 TRACK - REILLY MAHOGANY
56 SILL - 2 TRACK - REILLY ALUMINUM

ITEM # DESCRIPTION MODEL / PN MANUFACTURER MATERIAL
57 SUB-SILL (ALTERNATE SILL) - REILLY MAHOGANY
58 ALTERNATE SILL - REILLY 6063-T5 ALUMINUM
59 ALTERNATE SILL EXTENSION - REILLY 1/8" 6063-T5 ALUMINUM
60 TRACK SEGMENT - VARIES 6063-T5 ALUMINUM
61 UNISTRUT - VARIES STEEL
62 JAMB - 4 TRACK - REILLY MAHOGANY
63 HEAD - 4 TRACK - REILLY MAHOGANY
64  |FIXED BOTTOM RAIL SUPPORT) - REILLY MAHOGANY
64A  |FIXED BOTTOM RAIL SUPPORT - VARIES 6063-T5 ALUMINUM
65 POCKET SHEATHING - VARIES MIN. 3/4" PLYWOOD
66 SILL - 4 TRACK - REILLY 6063-T5 ALUMINUM
o | omommaL -
68 ?ﬂg‘;mﬁ';m@ - REILLY MAHOGANY
69 UNISTRUT FILLER - REILLY MAHOGANY
70 UNISTRUT COVER - REILLY MAHOGANY
71 POCKET INTERLOCK - REILLY MAHOGANY
72 BUMPER - REILLY SILICONE
73 POCKET STILE EXTENSION - REILLY MAHOGANY
74 POCKET FILLER BASE - REILLY MAHOGANY
75 POCKET FILLER - REILLY MAHOGANY
76 LIFT LOCKING GEAR AGB G00737.04.02 REILLY S.S.
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