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GENERAL NOTES
. This product has been evaluated and is in compliance with the 8th
Edition (2023) Florida Building Code (FBC) structural requirements
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for the "High Velocity Hurricane Zone" (HVHZ).

. Product anchors shall be as listed and spaced as shown on details.
Anchor embedment to base material shall be beyond wall dressing
or stucco.

. When used in the "HVHZ", this product complies with Section 1626 of
the Florida Building Code and does not require an impact resistant
covering.

. Site conditions that deviate from the details of this drawing require
further engineering analysis by a licensed engineer or registered
architect.

. This product does not meet the water infiltration requirements for
the "HVHZ" and shall be installed only in non-habitable areas or at
habitable locations protected by an overhang or canopy such
that the angle between the edge of canopy or overhang tosill is
less than 45 degrees.

. All steel shall be protected as specified in Section 2222.6 of the FBC.
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BILL OF MATERIALS

ITEM # | DESCRIPTION MATERIAL
3 | 2X STUD FRAMING (G>= 0.55) WOOD
C | 1/4"MAX. SHIM SPACE i

MASONRY - 3,050 PSI MIN. CONCRETE CONFORMING TO ACI 301 OR

E | HOLLOW BLOCK (2000 PSI MIN., GROUT FILLED) CONFORMING TO ASTM C90 CONCRETE
H [1/4"X 2-1/4 PFH DeWALT ULTRACON+ CONCRETE SCREW (SEE CONCRETE ANCHOR TABLE] | STEEL
1 [3/8"X 5 PFH DYNABOLT SLEEVE ANCHOR (SEE CONCRETE ANCHOR TABLE] STEEL
K | 3/8 X 5 FH LAG SCREW (2-1/8" MIN. EMBEDMENT) STEEL
L | 3/8" @ DeWALT DRIL-FLEX SMS [MUST PENETRATE MIN. 3 THREADS THRU STEEL STUD) STEEL
M | 3/8"X 5 LDT TAPCON CONCRETE SCREW (SEE CONCRETE ANCHOR TABLE) STEEL
X | STEEL STUD (0.125" MIN. THK, Fu = 50 ksi, Fy = 33 ks]) STEEL
1 [HOLLOW METAL FRAME (0.054" MIN. THK GALVANNEAL STEEL, Fy=54,000 PSI MIN.)] i

2 [REMOVABLE MULLION (PDQ 9200M-11) STEEL
3 |7 ASTRAGAL [VISION HOLLOW METAL) STEEL
3A | HURRICANE LOUVER [VISION HOLLOW METAL] STEEL
5 | OUTSWING BUMP THRESHOLD (HAGER 4775)] ALUM
6 | ASTRAGAL GASKET (HAGER 8495) j

7 | WEATHERSTRIP (HAGER 736 PRESS-ON| i

8 | FRAME WEATHERSTRIP (HAGER 8755) i

9 | STEEL HINGE (4.5 X 4.5) (HAGER) STEEL
10 | #12-24x 1/2" FH MACHINE SCREW STEEL
11| LATCH STRIKE PLATE STEEL
12 | DEADBOLT STRIKE PLATE STEEL
13 | VERTICAL SURFACE ROD STRIKE PLATE STEEL
T4 | RIM PANIC BAR EXIT DEVICE STRIKE PLATE STEEL
T6 | #8 x 3/4" FH SCREWS STEEL
17 [#12x 13/16" FH SCREWS STEEL
18 | 1/4-20 x 3/4" PH THREAD CUTTING MACHINE SCREWS STEEL
20 | HINGE REINFORCEMENT [10 GA) STEEL
21 | FLUSH BOLT GUIDE (0.050" THK | STEEL
22 [FLUSH BOLT FRAME REINFORCMENT (16 GA] STEEL
23| CYLINDRICAL LOCK REINFORCEMENT STEEL
24| CLOSER BOX STEEL
25| RIM PANIC BOX STEEL
26 | PERIMETER CHANNEL REINFORCEMENT STEEL
27 | END CHANNEL STEEL
30 | EMA PIPE ANCHOR (18 GAJ STEEL
31 | EMA BUTTERFLY ANCHOR (18 GA] STEEL
40| LOUVERED STEEL DOOR PANEL (7-0" DOOR STEEL
41 | LOUVERED STEEL DOOR PANEL (8-0" DOOR) STEEL
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