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Product Manufacturer Product Name, Model and/or Description 
 

KP Building Products/CertainTeed 
402 Boyer Circle 

Williston, VT 05495 

D4 “Cedar Creek” Vinyl Siding 
D5 “Cedar Creek” Vinyl Siding 

D5D “Cedar Creek” Vinyl Siding 
D4 “Hudson Bay” Vinyl Siding 
D5 “Hudson Bay” Vinyl Siding 

D5D “Hudson Bay” Vinyl Siding 
 

 
Code: Current Edition of the Florida Building Code including the 8th Edition (2023) Florida Building Code 

Compliance Method: Product Approval Rule 61G20-3.015(4)(d) – Equivalency of Standards  

Product Name, Model and/or Designation: Products covered by this evaluation include the following. 
 

• D4 “Cedar Creek” Vinyl Siding 
• D5 “Cedar Creek” Vinyl Siding 
• D5D “Cedar Creek” Vinyl Siding 
• D4 “Hudson Bay” Vinyl Siding 
• D5 “Hudson Bay” Vinyl Siding 
• D5D “Hudson Bay” Vinyl Siding 

 
Product Installation Instructions: 
 

• PTC Product Design Group, LLC Drawing No. KPBP0004, Rev. C, dated 10-14/23, D4, D5 & D5D Cedar Creek & 
Hudson Bay Vinyl (PVC) Siding Installation Anchorage Details, signed and sealed by Robert J. Amoruso, P.E. 
 

• KP Building Products Vinyl Siding Estimating & Installation Guide, KP-EIG21A (101-7383) or later editions. 
 

Test Reports and Performance Testing Standards Used:  

1) Wind Resistance Testing 
• D4 Siding 

i) Architectural Testing Inc., testing to TAS 202 and TAS 203 per MD Vinyl Siding & Soffit Approval Checklist, Test 
Report No. 98582.01-109-18, dated 06/14/10, Cedar Creek D4 PVC Siding, signed and sealed by Michael D. 
Stemmel, P.E. 

• D5/D5D Siding 
i) Molimo Architectural Product Testing to ASTM D5206-13, Test Report No. 1286.01-106-11, dated 6/23/17, 

Hudson Bay D5 
2) Materials Testing 

• Architectural Testing Report No. 94119.02-106-18, dated 6/1/10, signed and sealed by Joseph A. Reed, P.E. on 
6/1/10. 
i) ASTM D3679-05, Specification for Rigid Poly (Vinyl Chloride) (PVC) Siding 
ii) ASTM D635-06, Standard Test Method for Rate of Burning and/or Extent and Time of Burning of Plastics in a 

Horizontal Position  
(1) CC1 Rating 

iii) ASTM D1929-96(2000)e1, Standard Test Method for Determining Ignition Temperature of Plastics  
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(1) Self-Ignition Temperature = 4300C to 4500C >3430C 
(2) Flash Ignition Temperature = 3700C (not code requirement) 

iv) ASTM D2843-99(2004)e1, Standard Test Method for Density of Smoke from the Burning or Decomposition of 
Plastics 
(1) Smoke Density Rating of 37.1 to 40.4 < 75 

• RADCO Test Report No. RAD-2132, dated 12/1998, signed and sealed by R.F. Tucker, P.E. on 12/23/98. 
i) ASTM G26-96, Standard Practice for Operating Xenon Arc Light Apparatus for Exposure of Non-Metallic 

Materials. 
(1) Weathering Evaluation – passed 

ii) ASTM D638-96, Standard Test Method for Tensile Properties of Plastics 
(1) Tensile Strength difference 9.15% < 10% allowed by MD Vinyl Siding & Soffit Approval Checklist – passed. 

 
Equivalency Evaluation:  

In accordance with Product Approval Rule 61G20-3.015(4)(d) – Equivalency of Standards the following equivalency 
evaluation is conducted. Testing was conducted to the following 
 

• TAS 202-94 circa 2010 
• TAS 203-94 circa 2010 
• ASTM D5206-13 
• ASTM D3679-05 
• ASTM D635-06 
• ASTM D1929-96(2000)e1 
• ASTM D2843-99(2004)e1 
• ASTM G26-96 
• ASTM D638-96 

 
The 8th Edition (2023) of the Florida Building and/or Residential Codes requires the following revision levels of the above 
testing standards as follows. 
 

• TAS 202-94 
• TAS 203-94 
• ASTM D3679-17 
• ASTM D635-14 
• ASTM D1929-16 
• ASTM D2843-16 
• ASTM G155-13 (ASTM G155 supersedes G26) 
• ASTM D638-03 

 
Based upon my review of the testing referenced in 1 and 2 above, the requirements of the aforementioned TAS 202-94, TAS 
203-94, ASTM D3679-17, ASTM D635-14, ASTM D1929-16, ASTM D2843-16, ASTM G155-13 and ASTM D638-03 have been 
met. ASTM D5206 is not listed in the 8th Edition (2023) of the Florida Building & Residential Codes. 
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Certificate of Independence per Product Approval 
Rule 61G20-3.009 

 
PTC Product Design Group, LLC and Robert J. Amoruso, 

P.E. does not have, nor will acquire, any financial 
interest in the company manufacturing or distributing 
product(s) covered by this Product Evaluation Report.   

 
PTC Product Design Group, LLC and Robert J. Amoruso, 
P.E. do not have, nor will acquire any financial interest 
in any other entity involved in the approval process or 

testing of the product(s) covered by this Product 
Evaluation Report. 

 
 
 
 
 
 
 
 
 
 

Evaluated By: 
Robert J. Amoruso, P.E. 

FL P.E. License Number 49752 
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