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Carlisle SynTec Systems
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P.E. EVALUATION REPORT (PEER)
PEER-CRL-003.A.R39
FL14083-R38 (NON-HVHZ)
Date of Issuance: 09/08/2010
Revision 39: 06/16/2026

SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 8" Edition (2023) Florida
Building Code and 2024 International Building Code sections noted herein.

DESCRIPTION: Carlisle Sure-Weld TPO Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED COMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
NEemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

PEELLLTTS

This PEER consists of pages 1 through 5, plus 126-pages of Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the State of Texas; PE-96420.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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ROOFING SYSTEMS EVALUATION:

NEmoO | etc.e

1. SCOPE:

Product Category:
Sub-Category:

Product Approval Method:

Roofing

Single Ply Roof Systems
Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Carlisle Sure-Weld TPO Roof Systems, as produced by Carlisle SynTec Systems, have
demonstrated compliance with the following sections of the referenced Building Codes through testing in
accordance with the following Standards. Compliance is subject to the Installation Requirements and Limitations
of Use set forth herein.

2. STANDARDS:

CoDE

SECTION

2023 Florida Building Code 1504.3.1

1504.6
1504.7
1507.11.2
1507.12.2

PROPERTY

Wind resistance
Physical properties
Impact resistance
Material standard
Material standard

STANDARD

FM 4474, UL1897
ASTM G155

FM 4470, Section 4.6
ASTM D6163, D6164
ASTM D6878

2024 International Building 1504.4.1

Code

3. REFERENCES:

1504.7
1507.11.2
1507.13.2

Wind resistance

Impact resistance
Material standard
Material standard

FM 4474, UL1897
FM 4470, Section 4.6
ASTM D6163, D6164
ASTM D6878

ENTITY

NEMO CERT (CER13842)

PRI CMT(TST5878)

PRI CMT(TST5878)

ACRC (TST4671)

ACRC (TST4671)

ACRC (TST4671)

ACRC (TST4671)

ACRC(TST4671)

ACRC(TST4671)

ACRC(TST4671)

ACRC(TST4671)
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ACRC(TST4671
ACRC(TST4671;
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
CTL (TST1577)
CTL (TST1577)
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Exam
D6878, TAS 110
ASTM D6163
ASTM D6164
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind

TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
FM 4470
FM 4470
FM 4470
FM 4470
FM 4470
FM 4474
TAS 114
TAS 114
TAS 114
FM 4474
FM 4474

Certificate of Authorization #32455

REFERENCE
Certifications
165570009
165560010
07-051

07-059

10-009

10-018

10-019

11-034

11-035

11-036

11-037

15-002

15-008

15-009

15-011

15-012

15-015

15-016

15-018

15-019

15-020

15-021

15-037

15-038

15-041

15-043

15-045

15-046

15-047

ACRC 24-007
ACRC 24-010
ACRC 24-014
ACRC 24-015
01-37050.01
01-39152.01
63524.01-111-47
76506.01-111-47
77891.01-111-47
C1141.01-109-18
D7772.01-109-18
D7772.02-109-18
E4981.01-109-18
CTLA-105R
CTLA-105R-1

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC

Date
Current
01/21/22
01/21/22
08/29/07
10/15/07
05/19/10
08/25/10
08/25/10
06/28/11
06/28/11
06/29/11
06/29/11
03/30/15
04/02/15
04/06/15
07/07/15
07/07/15
07/09/15
07/09/15
07/10/15
07/14/15
07/14/15
07/15/15
12/28/15
12/28/15
12/30/15
01/04/16
01/11/16
01/11/16
01/12/16
04/17/24
04/18/24
04/24/24
04/25/24
03/13/00
03/28/01
03/16/06
09/06/07
10/26/07
09/13/12
07/09/14
07/14/14
02/26/15
10/13/08
10/13/08

ENTITY Exam

FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4470
FM (TST1867) FM 4470
FM (TST1867) FM 4470
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) Criticality
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4451
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4451
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4470
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474
FM (TST1867) FM 4474

Carlisle Sure-Weld TPO Roof Systems
BACKTO TOP

REFERENCE DATE

3039340 06/24/11
3043858 08/25/11
3041797 10/13/11
3039073 11/22/11
1X9A4.AM 12/06/11
3000919 12/06/11
3044748 12/06/11
3040260 02/27/12
3041799 03/29/12
3043824 04/06/12
3039762 09/07/12
3047327 09/13/12
3040639 09/18/12
3043858 09/25/12
3047012 10/22/12
3042075 10/23/12
3045953 02/13/13
797 (ribbon HP-NB) 04/25/13
3049232 09/11/13
3049189 03/11/14
3048753 09/16/14
3051392 (data) 10/15/14
3054838 02/13/15
3055462 04/01/15
3055227 05/21/15
3053933 06/30/15
3054498 11/30/15
3050229 01/25/16
3058125 02/04/16
3055167 02/10/16
3054028 05/25/16
3055824 05/31/16
3056745 09/28/16
3058058 11/04/16
3058125 12/06/16
3062422 (data) 05/25/17
3062422 (data) 01/05/18
PR449852 (data) 03/29/18
3063767 (Itr) 04/03/18
3058463 05/22/18
3063373 07/23/18
PR451012 (data) 09/11/18
PR449651 09/25/18
RR206411 09/26/18
3063085 10/05/18

PEER-CRL-003.A.R39
FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Page 2 of 5
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ENTITY Exam REFERENCE Date ENTITY Exam REFERENCE Date
CTL (TST1577) FM 4474 CTLA-105R-2 10/13/08 FM (TST1867) FM 4474 PR451012 (data) 10/11/18
CTL (TST1577) FM 4474 CTLA-106R 10/16/08 FM (TST1867) FM 4474 PR452297 (data) 12/05/18
CTL (TST1577) FM 4474 CTLA-106R-1 10/16/08 FM (TST1867) FM 4474 PR452297 (data) 12/06/18
CTL (TST1577) FM 4474 CTLA-106R-2 10/16/08 FM (TST1867) FM 4474 PR451012 (data) 12/13/18
CTL (TST1577) FM 4474 CTLA-106R-3 10/16/08 FM (TST1867) FM 4474 PR452773 (data) 01/30/19
CTL (TST1577) FM 4474 CTLA-106R-4 10/16/08 FM (TST1867) FM 4474 PR452773 (data) 02/01/19
CTL (TST1577) TAS 117 CTLA 111R 01/13/09 FM (TST1867) FM 4474 PR451012 (data) 02/01/19
ERD (TST 11294) FM 4474 13380.01.17 01/27/17 FM (TST1867) FM 4474 3059662 02/05/19
ERD (TST 11294) FM 4474 CLT16160.08.17-1 08/28/17 FM (TST1867) FM 4474 PR451520 (data) 05/02/19
ERD (TST 11294) FM 4474 CLT16160.08.17-2 08/28/17 FM (TST1867) FM 4474 PR453044 05/30/19
ERD (TST 6049) FM 4470 £9490.03.08 03/25/08 FM (TST1867) FM 4474 PR453924(data) 06/19/19
ERD (TST 6049) Criticality A35880.04.12-R1 10/26/12 FM (TST1867) FM 4474 3060914 06/20/19
ERD (TST 6049) FM 4474 NG-5C10075.12.15 12/28/15 FM (TST1867) FM 4474 PR453922 08/08/19
ERD (TST 6049) FM 4474 $C10010.02.16 02/29/16 FM (TST1867) FM 4474 PR452049 08/27/19
ERD (TST 6049) FM 4474 CRL-5C10290.03.16 03/03/16 FM (TST1867) FM 4474 PR460398 (data) 01/29/20
ERD (TST 6049) FM 4474 CRL-5C13450.01.17 01/31/17 FM (TST1867) FM 4474 PR453353 01/31/20
ERD (TST 6049) Criticality SFS-SC12250.10.17 10/23/17 FM (TST1867) FM 4474 PR453923 02/02/20
FM (QUA1840) Traceability 3056620 10/12/15 FM (TST1867) FM 4474 PR451812 04/24/20
FM (TST1867) FM 4470 1T3A3.AM 11/26/91 FM (TST1867) FM 4474 RR223958 06/10/20
FM (TST1867) FM 4470 0V7A4.AM 06/10/92 FM (TST1867) FM 4474 RR224173 06/30/20
FM (TST1867) FM 4470 1V9A5.AM 09/16/92 FM (TST1867) FM 4474 PR454181 12/10/20
FM (TST1867) FM 4470 1T2A6.AM 02/22/93 FM (TST1867) FM 4474 PR460398 (data) 06/23/21
FM (TST1867) FM 4470 1X6A7.AM 08/16/93 FM (TST1867) FM 4474 PR456208 (data) 09/28/21
FM (TST1867) FM 4470 3Z9A1.AM 10/15/97 FM (TST1867) FM 4474 PR459293 09/29/21
FM (TST1867) FM 4470 3001580 11/16/98 FM (TST1867) FM 4474 PR453924 (data) 11/10/21
FM (TST1867) FM 4470 3001522 03/26/99 FM (TST1867) FM 4474 PR454979 12/07/21
FM (TST1867) FM 4470 3003393 03/30/99 FM (TST1867) FM 4474 PR453924 (data) 12/08/21
FM (TST1867) FM 4470 3003337 06/11/99 FM (TST1867) FM 4474 PR465894 (data) 04/12/23
FM (TST1867) FM 4470 3006110 06/13/01 FM (TST1867) FM 4474 PR467995 (data) 01/04/24
FM (TST1867) FM 4470 3011329 06/10/02 FM (TST1867) FM 4474 PR463769 (LTR) 01/13/24
FM (TST1867) FM 4470 3012879 04/04/03 FM (TST1867) FM 4474 PR467975 03/21/24
FM (TST1867) FM 4470 3013584 06/27/03 FM (TST1867) FM 4474 PR469635 (data) 05/23/24
FM (TST1867) FM 4470 3014692 08/05/03 FM (TST1867) FM 4474 PR469635 (data) 07/28/24
FM (TST1867) FM 4470 3016355 09/15/03 FM (TST1867) FM 4474 PR462962 07/30/24
FM (TST1867) FM 4470 3019890 12/16/04 FM (TST1867) FM 4474 PR470092 08/14/24
FM (TST1867) FM 4474 3017662 06/07/05 FM (TST1867) FM 4474 PR469635 (data) 09/12/24
FM (TST1867) FM 4474 3023032 07/20/05 FM (TST1867) FM 4470 PR470554 06/23/25
FM (TST1867) FM 4474 3018631 11/03/05 FM (TST1867) FM 4470 PR474040 04/09/26
FM (TST1867) FM 4474 3023999 11/08/05 M-D (CER1592) TAS 114 21-1229.06 02/24/22
FM (TST1867) FM 4474 3020845 01/25/06 M-D (CER1592) TAS 114 23-0817.05 09/14/23
FM (TST1867) FM 4474 3021941 03/20/06 M-D (CER1592) TAS 114 24-0906.02 10/17/24
FM (TST1867) FM 4474 3023340 03/20/06 NEMO (TST 6049) FM 4474 4-CRL-18-003.05.18 05/15/18
FM (TST1867) FM 4474 3023458 07/18/06 NEMO (TST 6049) FM 4474 CRL-5C16815.06.18 06/07/18
FM (TST1867) FM 4474 3024593 07/27/06 NEMO (TST 6049) FM 4474 41-CEL-18-001.12.18 12/14/18
FM (TST1867) FM 4474 3022174 09/25/06 NEMO (TST 6049) Criticality 4S-CRL-18-005.11.18-R1 01/17/19
FM (TST1867) FM 4474 3024973 11/10/06 NEMO (TST 6049) FM 4474 41-CRL-18-003.12.18 01/14/20
FM (TST1867) FM 4474 3021235 06/01/07 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-01.A 01/14/20
FM (TST1867) FM 4474 3026964 07/25/07 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-02.A 03/05/20
FM (TST1867) FM 4470 3030926 08/07/07 NEMO (TST 6049) FM 4470 41-CCM-21-SSCRT-01.A 01/19/22
FM (TST1867) FM 4474 3028438 08/22/07 NEMO (TST 6049) FM 4474 4a-CRL-23-LSWUS-02.A 12/13/24
FM (TST1867) FM 4474 3031350 09/27/07 NEMO (TST 6049) FM 4474 4a-CRL-LSWUS-001.A.R1 12/13/24
FM (TST1867) FM 4474 3030536 10/09/07 NEMO (TST 11294) FM 4474 2-CRL-18-002.04.18 05/15/18
FM (TST1867) FM 4474 3028655 11/09/07 NEMO (TST 11294) FM 4474 2a-CRL-19-LWWUS-01.A 05/13/19
FM (TST1867) FM 4474 3026951 01/21/08 NEMO (TST 11294) FM 4474 2a-CRL-19-LWWUS-02.A 01/14/20
FM (TST1867) FM 4474 3031349 05/13/08 NEMO (TST 11294) FM 4474 2-CRL-18-002.10.18-2-R1 01/23/20
FM (TST1867) FM 4474 3031765 07/21/08 NEMO (TST 11294) FM 4474 2a-CRL-22-LSWUS-01.A 07/18/22
FM (TST1867) FM 4474 3029840 09/08/08 NEMO (TST11294) FM 4474 2a-CRL-23-LSWUS-01.A 04/12/23
FM (TST1867) FM 4474 3033217 12/08/08 PRI CMT(TST5878) FM 4474 CST-016-02-01 05/04/11
FM (TST1867) FM 4474 3034985 12/15/08 PRI CMT(TST5878) FM 4474 CST-016-02-01 05/05/11
FM (TST1867) FM 4474 3034066 04/14/09 UL, LLC. (TST9628) UL 1897 08CA15815 10/22/08
FM (TST1867) FM 4474 3034776 08/07/09 NEMO Data Release NE-FRM-0025-USG 02/17/21
FM (TST1867) FM 4474 3037400 09/02/09 NEMO Data Release NE-FRM-0025-SFS 11/29/21
FM (TST1867) FM 4474 3033356 10/09/09 NEMO Data Release NE-FRM-0025-OMG 11/30/21
FM (TST1867) FM 4474 3034297 11/13/09 NEMO Data Release NE-FRM-0025-OMG 11/19/23
FM (TST1867) Criticality 3037608 08/18/10 NEMO Traceability FBC PCL-USP 10/14/22
FM (TST1867) FM 4474 3036762 03/08/11 UL, LLC. (QUA9625) QA Service Confirmation 03/14/2025
FM (TST1867) FM 4474 3041535 06/08/11 UL, LLC. (QUA9625) QA Florida BCIS Current
©ONEMO ETC, LLC PEER-CRL-003.A.R39
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4. PRODUCT DESCRIPTION:

This PEER covers Sure-Weld TPO Roof Systems installed in accordance with Carlisle SynTec Systems published
installation instructions and the Limitations of Use herein.

4.1

4.1.1  For products listed as NEmo Certified, consult Directory of Certified Products for allowable production location(s).
TABLE 1: EVALUATED MEMBRANES
TyPE PropuCT MATERIAL STANDARD PLANT(s)
REFERENCE Type GRADE

Sure-Weld 45, 60-mil ASTM D6878 N/A N/A Certified

Sure-Weld EXTRA 72, 80-mil ASTM D6878 N/A N/A Certified

Sure-Weld HS 60, 80-mil ASTM D6878 N/A N/A Certified

RooF CovERorR | Sure-Weld FleeceBACK FR 60-mil ASTM D6878 N/A N/A Certified

CAP PLY Sure-Weld FleeceBACK 100, 115 or 135 45, 60, 80-mil ASTM D6878 N/A N/A Certified

Sure-Weld AFX 120, AFX 135 or AFX 155 45, 60, 80-mil ASTM D6878 N/A N/A Certified

Sure-Weld SAT 60, 80-mil ASTM D6878 N/A N/A Certified

Sure-Weld FleeceBACK RL 60, 80-mil ASTM D6878 N/A N/A Certified
SureMB 90 Base ASTM D6163 | S X
R SureMB 90TG Base ASTM D6163 [ S >
VAPOR BARRIER | SureMB 120TG Base ASTM D6163 | S X
MEMBRANES SureMB 90 Poly Base ASTM D6164 | S X
SureMB 120 Poly Base ASTM D6164 | S TX

5. LIMITATIONS:

This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.1

5.2

5.3

5.4

5.5

This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance

with the requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

This PEER does not include evaluation of fire classification. Refer to FBC or IBC 1505 for requirements and

limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

This PEER does not include evaluation of roof edge termination.

Refer to FBC 1504.5 or IBC 1504.6 for
requirements and limitations regarding edge securement for low-slope roofs.

PEER-CRL-003.A.R39

©ONEMO ETC, LLC
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems

BACK TO TOP

FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Page 4 of 5


https://services.nemocert.com/certificationdirectorysync

NEmoO | etc.e
5.6 Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 (February 2020)
for Zone 2/3 enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

Carlisle Sure-Weld TPO Rooystems shall be installed in accordance with Carlisle SynTec Systems published
installation instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:
As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

||

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

. QUALITY ASSURANCE ENTITY:
UL LLC — QUA9625; (360) 817-5512; bsai.inspections@ul.com
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 10
18 Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 11
1c Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 14
1p Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 15
1e Wood New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 17
1F Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 19
16 Wood New, Reroof (Tear-Off), Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 20
1H Wood New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 20
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 21
28 Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 23
2c Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 32
2D Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 34
2E Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 37
2F Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Roof Cover 53
26 Steel New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 54
2H Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (Stress Plate) 57
21 Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 63
2 Steel or structural concrete New, Reroof (Tear-Off), Recover D-3 Insulated, Mechanically Attached and Induction Welded Roof Cover 64
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 65
38 Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 87
3c Structural concrete New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 88
3D Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 90
3E Structural concrete New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 90
4A Deck with Lightweight concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 91
48 Deck with Lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 94
4c-1 Deck with Lightweight concrete New F LWC to Steel Deck, Non-Insulated, Bonded Bareback Roof Cover 95
4c-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Non-Insulated, Bonded Fleeceback Roof Cover 96
4p-1 Deck with Lightweight concrete New F LWC to Concrete Deck, Non-Insulated, Bonded Bareback Roof Cover 98
4p-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Non-Insulated, Bonded Fleeceback Roof Cover 99
4e Pre-Existent Lightweight concrete Reroof (Tear-Off) F Non-Insulated, Bonded Fleeceback Roof Cover 100
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 101
58 Cementitious wood fiber New, Reroof (Tear-Off), Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 104
5¢ Cementitious wood fiber New F Non-Insulated, Bonded Roof Cover 104
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 105
68 Existing gypsum Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 107
6C Existing gypsum Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 109
6D Existing gypsum Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 110
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 111
78 Various Recover A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 117
7c Steel Recover C-2 Induction-Welded Roof Cover 119
7D Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 120
7E Steel Recover D-2 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 121
7F Various Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 122
76 Various Recover F-1 Non-Insulated, Bonded Roof Cover 123
7H Various Recover F-2 New LWC over Existing Roof, Bonded Roof Cover 124
8A Proprietary Deck Type New A-la Bonded Temp Roof, Bonded Insulation, Bonded Roof Cover 125
9A/98 Guidance / Limitations for use of Hilti fasteners in Type B steel deck securement beneath Carlisle SynTec roof systems 126
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The following notes apply to the systems outlined herein:

1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having
Jurisdiction.

» As-tested roof cover performance in accordance with FM 4474 and TAS 114, Appendix J indicates min. 22 ga., Type B, Grade 40 steel deck at max. 6 ft spans attached with 5/8-inch diameter puddle welds

spaced 6” o.c., with deck side laps secured max. 24” o.c. w/ %”-14x1” long self-tapping hex-head screws, may be used for roof assemblies over steel deck up to a maximum design pressure of -60.0 psf.
This does not preclude Note 1 above.

» Tables 8A and 8B provide guidance / limitations associated with use of fasteners from Hilti, Inc. to secure steel decking to structural members.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fastener shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEck TYPE By FBC FiLE NO. PARTS MINIMUM ENGAGEMENT
Woob Carlisle SynTec N/A Carlisle HP Fastener with Carlisle Insulation Fastening Plate Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
STEEL Carlisle SynTec N/A Carlisle HP Fastener with Carlisle Insulation Fastening Plate Minimum %-inch steel penetration and engage the top flute of the steel deck
STRUCTURAL . Carlisle HD 14-10 Fastener, Carlisle CD-10 or HP Concrete Spike Minimum 1-inch embedment. Fastener installed with a pilot hole in accordance with the fastener
Carlisle SynTec N/A ) . ) . ) . ) L ;
CONCRETE (1/4) with Carlisle Insulation Fastening Plate manufacturer’s published installation instructions

3 Unless otherwise noted, insulation may be any one layer or combination of FBC or IBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed
with the roof cover.

4 Minimum 200 psi, minimum 2-inch thick FBC or IBC Approved lightweight insulating concrete may be substituted for rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed
through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings. Roof decks
and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address non-
wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5  Preliminary Insulation Attachment:

5A  Unless otherwise noted, use Approved roofing fasteners and plates; minimum two (2) parts per 4x4 ft board, minimum four (4) parts per 4x8 ft board or minimum six (6) parts per 4x12 ft board.

58  For systems where a vapor barrier is installed refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29. For 4x12-ft boards, increase preliminary attachment requirements proportionally relative to FM
LPDS 1-29 requirements for 4x8-ft boards.

5c  For systems where no vapor barrier is installed, Carlisle InsulFast may be used in place of Carlisle HP Fastener for preliminary attachment purposes over wood and steel deck.

6  Unless otherwise noted, insulation adhesive application rates are as follows.

v" Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
v' When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v" The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
v" Flexible FAST “ “FULL” or “SPLATTER” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are
required.
v" Flexible FAST DT “FULL” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are required.
INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE
Flexible FAST full-coverage Flexible FAST (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST splatter-applied Flexible FAST (SPLATTER) Splatter-applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)
Flexible FAST ribbon-applied Flexible FAST (RIBBON) Continuous ribbons, 12-inch o.c.
Flexible FAST Dual-Tank full-coverage Flexible FAST DT (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST Dual-Tank ribbon-applied Flexible FAST DT (RIBBON) Continuous ribbons, 12-inch o.c.
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INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE
Carlisle OlyBond 500 BA ribbon-applied OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LisTeD PRODUCT FBC FILE THICKNESS (IN)
Flexible FAST Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5
0OB500 Any polyisocyanurate listed with adhesive herein Various 0.5 -187.5

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10 For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing asphalt built-up roof (BUR) with flood coat & gravel (loose gravel removed)” in
Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does not remain
embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel that remains
embedded in the asphalt flood coat remains.
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13 Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and
for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC or IBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached
prior to roof cover installation (Note 5). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover
applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
15 For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
MEMBRANE ADHESIVE APPLICATION RATE
Sure-Weld or Sure-Weld HS Aqua Base 120 Bonding Adhesive (Aqua Base 120) Contact (both sides) 0.42 gal/square per surface [0.84 gal/square (120 ft?/gal) finish]
Sure-Weld CAV-GRIP Ill Adhesive/Primer (CAV-GRIP Ill AP) Contact (both sides) 0.225 gal/square per surface [0.45 gal/square (222 ft?/gal) finish]
Sure-Weld or Sure-Weld HS Low VOC Bonding Adhesive (LVOC BA) Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft?/gal) finish]
Sure-Weld or Sure-Weld HS Sure-Seal 90-8-30A Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [1.66 gal/square (60 ft?/gal) finish]
Sure-Weld or Sure-Weld HS Sure-Weld Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft?/gal) finish]
Sure-Weld FleeceBACK Aqua Base 120 Bonding Adhesive Wet lay (substrate) 0.83 gal/square (120 ft?/gal)
Sure-Weld FleeceBACK HydroBond Water-Based Adhesive (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft?/gal)
RIBBON spaced as noted herein or
Sure-Weld FleeceBACK Flexible FAST Wet lay (substrate) FULL Coverage = 1 gal/square or continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.5 gal/square (wet) = 4.7 Ib/square (dry)
RIBBON spaced as noted herein or
Sure-Weld FleeceBACK Flexible FAST Dual-Tank (Flexible FAST DT) Wet lay (substrate) FULL Coverage = 1 gal/square, continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.4 gal/square (wet) = 3.7 Ib/square (dry)
Sure-Weld AFX Carlisle SureMB MC Adhesive (C-MCA) Wet lay (substrate) 1.5 gal/square
Sure-Weld AFX Hot asphalt Wet lay (substrate) 25 lbs/square
Sure-Weld FleeceBACK RL VELCRO® Brand Securable Solutions Only for use 0\{er InsulBase RL or SecurShield HD RL substrates. Roof cover is broomed into place and rolled with 150 Ib
roller to establish contact.
15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.
158  For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.
For assemblies using “TreadSafe” plates, the minimum insulation thickness shall be 2-inches.
15c  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Weld adhered in CAV-GRIP Il Adhesive/Primer over SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG “SECUROCK
Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
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15p  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Weld FleeceBACK adhered in Flexible FAST over InsulBase, SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG
“SECUROCK Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
15e  For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.
16  Thermal Barrier and/or Vapor Barrier Options:
16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 3A OR 3B MDP
PTION # PRIMER S —
Oerio TYPE APPLICATION (NoTEs 6,7&8) (psF)*
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-1. Primer or CAV-GRIP IIl LYOC-AP VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) -157.5
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-2. Primer or CAV-GRIP Il LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST DT (RIBBON) -172.5
702 Primer, 702 LV Primer, CAV-GRIP . . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
CVB-3. Primer or CAV-GRIP Ill LVOC-AP VapAir Seal 725TR Self-adhering FAST DT (RIBBON, 6-inch o.c.) 270.0
. . ) Flexible FAST (FULL COVERAGE, 1 gal/square) or Flexible
C-VB-4. CAV-GRIP Primer or CAV-GRIP Il LVOC-AP VapAir Seal 725TR Self-adhering FAST (SPLATTER) 427.5
SureMB 90 Base, SureMB 90 Poly Base
C-VB-5. ASTM D41 or SureMB 120 Poly Base Hot-asphalt Hot asphalt at 25 Ibs/square -172.5
C-VB-6. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Hot asphalt at 25 Ibs/square -180.0
SureMB 90 Base, SureMB 90 Poly Base Carlisle SureMB MC Adhesive, 1-inch . .
C-VB-7. None or SureMB 120 Poly Base ribbons, 12-inch o.c. Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -180.0
C-VB-8 None SureMB 90 Base, SureMB 90 Poly Base Carlisle SureMB MC Adhesive, 1-inch Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible 255.0
i or SureMB 120 Poly Base ribbons, 6-inch o.c. FAST DT (RIBBON, 6-inch o.c.) )
C-VB-9. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -307.5
. Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-10. ASTM D41 SureMB 90TG or 120TG Base Torch-applied FAST DT (RIBBON, 6-inch o.c) 495.0
C-VB-11. gg\/ls'j:{;::” Adhesive/Primer at 0.33 SureMB 70 SA Base Ply Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) 1425
CAV-GRIP Ill Adhesive/Primer at 0.33 . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-12. gal/square SureMB 70 SA Base Ply Self-adhering FAST DT (RIBBON, 6-inch o.c.) -255.0
168  Tectum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
TECTUM PLANK DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 5A MDP
# P TABLE 5A MD¥
OeTioN RIMER TyYPE APPLICATION (Notes 6,7&8) PSF
- i i . B i . i LL LATTE i Dual-
CWE-VB-1. CAV-GRIP Ill Adhesive/Primer at 0.33 SureMB 70 SA Base Ply or VapAir Seal Self-adhering Flexible FAST (FULL or SPLATTER) or Flexible FAST Dual-Tank 3500
gal/square 725TR (FULL)
16c  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
EXISTING GYPSUM DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OPTION # PRIMER VARORISARRIER INSULATION ADHESIVE PER TABLE 6A MDP
TYPE APPLICATION (Nores 6,7&8) (psk)*
GYP-VB-1. | CAV-GRIP lll Adhesive/Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -187.5
GYP-VB-2. | 702 Primer, 702 LV Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -247.5

NEmoO | etc.e

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 5 of 126

©ONEMO ETC, LLC
Certificate of Authorization #32455



NEmoO | etc.e

16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, VapAir Seal 725TR or VapAir Seal MD may be installed atop the roof deck prior to installation of the insulation and roof cover. Refer to FM Loss Prevention Data

Sheet 1-29 for design and installation limitations.

17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.- 24-in. - 6-in.~—~-18-in. - 6-in. 6-in. + -~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in.
T i | ] ]
12-in ! 6-in 6-in.
1 i i
1 18-in. 12-in.
241 : 24-in |
jin 12-in.
18-in t !
i 6-in 6-in.
12-in 6-in ! '
| i 6-in =12-in.~ 6-in.
1 per 4.0 ft (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in. == 18-in. - 6-in. 6-in.~—-~18-in. - 6-in. 6-in.~—~18-in. - 6-in. 6-in.+~—=12-in.- 6-in.
T T i ] T T T i Il T i i
| 12-in. i i t
! 12-in 12-in. 12-in.
18-in | ' |
: 2ain. 12)in 12:in 12-in
18-in 1, 12-in. .
{ 12-in | 12,“1
' 12-in 1 6-in. 6-in.
6-in | 6-in f T i
i i ~-18-in. -~ -6-in. -12-in.~—6-in.
1 per 1.8 ft? (9 per board) 1 per 1.6 ft? (10 per board) 1 per 1.3 ft? (12 per board) 1 per 1.0 ft? (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS

12-in.~ 24-in. 6-in. -~ “12-in.[- B-in+— 12-in. -12-in. -—6-in.
. | | : [ . | ;
12-in. 12-in. 12-in. 12%in. 12-in.
24-in. f f | {
12-in. .
24-in, . | 24in.
36-in. 36in. 12in.
o
) t ‘ 24-in.
48-in. ! 24-in. Za[in.
36-in. 1
36-in. 121in. 24-in.
! 24-in. ¥
{ 12-in. !
24-in, | ; 12:in. : 12:in.
12-in. 12-in. . 12-in. t
| | l | : 24-in. [ —24-in—
1 per 8.0 ft? (4 per board) 1 per 5.3 ft? (6 per board) 1 per 4.0 ft? (8 per board) 1 per 3.6 ft? (9 per board) 1 per 3.2 ft? (10 per board) 1 per 2.9 ft? (11 per board)
<o bein. 6-in. === 18-in. - 6-in.——12-in.|12-in.-- = -6-in. 6-in.+——--18-in.~{-—+6-in. 6-in. 6-in. ~—-12-in.-
+ : ' | | | | ' || | | ' T t
12-in. 12:inA | 6’3"‘ 6-in. G*En I 5.Iin 6ein. G-En.
| ; 18-in. i 12-in.
18-in. 1B-|in. 18-in | 184 12:m. :
24-in. 24-in. . | t lziin, H—t—t 12-in. 12-in.
18-in. ‘ 18-in { 18401 A L
i 12-in. 12-in.
; 24n. | 18-in. | | {
28-in. | 24-n. 127in. | 12:in L o 4 120 12:in. 12-in.
) ) 18-in. : : 12-in. 12-in.
18-in. 24-in. 18-in ' 1800 | :
24-in. 24-in. | 12-in. 12-in.
‘ | ) 12-in. S T | |
| . 18-in. 18in, 18-in i 18 12-in. 12-in.
12:in. ll:lnA B-En. | 6-;n 18-in. L 6iin. 6-;n.
T 6-in. T 6-in. T V
= 24-in. =12-in.~ 24-in. i 24-in. : i 24-in. =12-in.-~6-in.
1 per 2.7 ft2 (12 per board) 1 per 2.0 ft? (16 per board) 1 per 1.9 ft2 (17 per board) 1 per 1.8 ft (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft? (24 per board) 1 per 1.0 ft2 (32 per board)
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INSULATION ATTACHMENT PATTERNS — 4x12 FT BOARDS

i
12-in.

24-in.

F—24-in. 48-in. 48-in.
1 per 8.0 ft2 6 per board)

——24-in.—
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18 The following products are interchangeable within the scope of this Evaluation Report:

ACCEPTABLE ALTERNATES
SuB-CATEGORY By LiSTED PRODUCT HEREIN ALTERNATE FBC FILE
Sure-Weld Sure-Weld EXTRA and Sure-Weld HS
IMEMBRANE Carlisle SynTec Sure-Weld FleeceBACK Includes 100, 115 and 135 FL14083
Sure-Weld AFX Includes AFX 120, AFX 135 and AFX 155
ADHESIVES Carlisle SynTec 0OB500 OMG OlyBond 500 Adhesive Fastener FL1608
InsulBase InsulBase NH, H-Shield, H-Shield NH
SecurShield SecurShield NH, H-Shield CG, H-Shield CG NH
. SecurShield HD SecurShield HD NH, H-Shield HD, H-Shield HD NH
Carlisle SynTec - - - - FL5968
ROOFING SecurShield HD Plus SecurShield HD Plus NH, H-Shield HD90, H-Shield HD90 NH
INSULATION SecurShield HD Composite H-Shield HD Composite
StormBase H-Shield NB
Georgia-Pacific Gypsum, LLC DensDeck Prime DensDeck StormX Prime Roof Board FL1250
National Gypsum DEXcell FA Glass Mat Roof Board DEXcell FA VSH Glass Mat Roof Board FL17840

NEmoO | etc.e

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Note 9 and Note 10)
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TABLE 1A: WOOD DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor :\,tt h d yer(s) oo MDP
No. (Note 1) Barrier Type ac Type ac Membrane Application (psf)
P (Notes 6,7,8) P (Notes 6,7,8) ran pplicatl
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
. Min. 1.5-inch Flexible FAST or Flexible FAST or CAV-GRIP Il AP,
7/16-inch APA rated . . - . . .
W-1. 0SB: 2 ft spans None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA or Sure- -45.0*
’ P SecurShield (RIBBON) DT (RIBBON) Weld BA
Insulation: (Optional) Additional layer(s) base insulation
(Optional) Min Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA
7/16-inch APA rated 1.5-inch ’ Flexible FAST or Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST or CAV-GRIP IIl AP,
W-2 0SB 2 ft spans None Ir;sulBase Flexible FAST DT Board, min. 0.4375-inch DEXcell Cement Roof Board, min. Flexible FAST Sure-Weld LVOC BA or Sure- -45.0*
! P SecurShie'Id (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm DT (RIBBON) Weld BA
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
Min. 15/32-inch APR Min. 1.5-inch Flexible FAST or Flexible FAST or CAV-GRIP Il AP,
W-3 rated CDX plywood; None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA or Sure- -67.5
2 ft spans SecurShield (RIBBON) DT (RIBBON) Weld BA
Insulation: (Optional) Additional layer(s) base insulation
Min. 15/32-inch APR (105pti'r:’c';]al) MR- Elexible FAST or —(Csoverb"a;‘:; Mf'{”' 2‘55"”? D_e”;Df;;‘SP_”m: I;’ErXSEC“UCROCK . | Flexible FAST or CAV-GRIP IIl AP,
W-4. | rated CDX plywood; | None : Flexible FAST DT JPSUNGE] 08T GPOT RQa "¢ Min. £.4375-Inc cell Lement | riexible FAST Sure-Weld | LVOCBAorSure- | -67.5
InsulBase, Roof Board, min. 0.5-inch SecurShield HD, SecurShield HD
2 ft spans R (RIBBON) . - A DT (RIBBON) Weld BA
SecurShield Plus or EcoStorm VSH, min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 15/32-inch APR (105"_::?6';13” Min- | Elexible FASTor | Insulation: (Optional) Additional layer(s) base insulation Flexible FAST CAV-GRIP 11l AP,
W-5 rated CDX plywood; None ) Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof Sure-Weld LVOC BA or Sure- -67.5
2 ft spans InsulBase, (RIBBON) Board (RIBBON) Weld BA
P SecurShield oar
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Flexible FAST or
Min. 1.5-inch Flexible FAST or Flexible FAST or
7/16-inch APA rated . . . . . . Sure-Weld Flexible FAST DT
W-6. /16-inc rate None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST ure-wve exiole -45.0*
OSB; 2 ft spans securShield (RIBBON) DT (RIBBON) FleeceBACK | (FULL) or
HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
. . Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA .
Optional) Min. . - ! . Flexible FAST or
. ( p. ) Flexible FAST or Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST or .
7/16-inch APA rated 1.5-inch . . ) B . Sure-Weld Flexible FAST DT "
W-7 None Flexible FAST DT Board, min. 0.4375-inch DEXcell Cement Roof Board, min. Flexible FAST -45.0
OSB; 2 ft spans InsulBase, X : X FleeceBACK | (FULL) or
R (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm DT (RIBBON)
SecurShield X : - . . HydroBond WB
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
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TABLE 1A: WOOD DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor Ztt h d yer(s) oo MDP
No. (Note 1) Barrier T ac T ac Memb Applicati sf
ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
Flexible FAST
Min. 15/32-inch APR Min. 1.5-inch Flexible FAST or Flexible FASTor | ( HEEEE : AzT o
W-8. | rated CDX plywood; None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST -67.5
2 ft spans SecurShield (RIBBON) DT (RIBBON) FleeceBACK | (FULL) or
P HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
Min. 15/32-inch APR (Optional) Min. | ¢\ iple FasT o | Couerboard: Min. 0.25-inch DensDeck Prime or SECUROCK | pyo e pasT or Flexible FAST or
1.5-inch . Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Cement . Sure-Weld Flexible FAST DT
W-9. | rated CDX plywood; None Flexible FAST DT X . . . Flexible FAST -67.5
2 ft spans InsulBase, (RIBBON) Roof Board, min. 0.5-inch SecurShield HD, SecurShield HD DT (RIBBON) FleeceBACK | (FULL) or
SecurShield Plus or EcoStorm VSH, min. 1.5-inch SecurShield HD HydroBond WB
Composite or min. 1.5-inch StormBase
Min. 15/32-inch APR (Opt.lonal) Min. Flexible FAST or | Insulation: (Optional) Additional layer(s) base insulation ) Flexible FAST or
1.5-inch . . . Flexible FAST Sure-Weld Flexible FAST DT
W-10. | rated CDX plywood; None Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof -67.5
2 ft spans InsulBase, (RIBBON) —B g (RIBBON) FleeceBACK | (FULL) or
P SecurShield oar HydroBond WB

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)

System Deck E - T Roof Cover MDP
No. (Note 1) T RISy Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)

SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 19/32-inch CDX Min. 2-inch InsulBase Carlisle InsulFast Flexible FAST or
! 1 Sure-Weld / CAV-GRIP lIl AP,
W-11. | plywood or wood H-Shield, Securshield | with Insulation | P2 | Additional layer(s), min. 1.5-inch base insulation Flexible FASTDT | 7 % ¢ r/ oo eld BA 375
plank; 2-ft spans or H-Shield CG Fastening Plate ’ (RIBBON)
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
. . . . K Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA .
Min. 19/32-inch CDX | Min. 2-inch InsulB. Carlisle InsulFast —_— ! Flexible FAST
in. 19/32-inc sy AV o N 1per | Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof exIbie FAST O | s ire-Weld / CAV-GRIP 11l AP,
W-12 plywood or wood H-Shield, SecurShield with Insulation ) X . . Flexible FAST DT -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate 2.7 ft Board, min. 0.4375-inch DEXcell Cement Roof Board, min. (RIBBON) LVOC BA or Sure-Weld BA
! 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast Flexible FAST or
1 - -
W-13 plywood or wood H-Shield, SecurShield with Insulation 5 (’;?trz Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT E\L;E)ecvgzlgr/sﬁ\e/-\/evgz |II3IAAP’ -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON)
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)

System Deck p prem— o Roof Cover MDP
No. (Note 1) Type astency ttac Type ac (Note 15) sf
P (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)

Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flexible FAST or Sure-Weld / CAV-GRIP IIl AP
W-14 plywood or wood H-Shield, SecurShield with Insulation 5 (’;ftz Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Flexible FAST DT LVOC BA o Sure-Weld BA ’ -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch
SecurShield HD Composite or min. 1.5-inch StormBase
. . i . . Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX Min. 2-inch | IB. lisle | IF U .
W-15 I”\]No:é?;r I\;zos H-IthieIIdnCSecr:JSr:hiaelsjl \(/:v?trr:sl:s;l::io:ﬁ 1 per base insulation Flexible FAST Sure-Weld / CAV-GRIP Il AP, -60.0
SIan' 2-ft spans or H-Shiéld G Fastening Plate 2.0ft> | Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON) LVOC BA or Sure-Weld BA ’
! Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per Flexible FAST or Sure-Weld FleeceBACK /
W-16. | plywood or wood H-Shield, SecurShield with Insulation 2 7pft2 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT | Flexible FAST or Flexible FAST | -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON) DT (RIBBON, 12-inch o.c.)
Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per Maiior:\ ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
W-17. | plywood or wood H-Shield, SecurShield with Insulation ) 7"&2 Coverboard: Min. 8.25-inch DensDeck Pri in. 15 Flexible FAST DT | Flexible FAST or Flexible FAST | -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate : =overboard: Min. U.2>-inch Densbeck Frime or min. £.>- (RIBBON) DT (RIBBON, 12-inch o.c.)
inch SecurShield HD Composite
Insulation: (Optional) Additional layer(s), min. 1.5-inch X
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 er 7base insulaiio'; ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
W-18 plywood or wood H-Shield, SecurShield with Insulation 2 (?ftz c board: Min. 0.5-inch S Shield HD or S Shield Flexible FAST DT Flexible FAST or Flexible FAST -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate : —H?valr Qard: iin. Bo-ineh securshield i or securshie (RIBBON) DT (RIBBON, 6-inch o.c.)
us
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1ver Flexible FAST or Sure-Weld FleeceBACK /
W-19. plywood or wood H-Shield, SecurShield with Insulation 2 7pft1 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT Flexible FAST or Flexible FAST -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON) DT (FULL) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per 72|overbMoatr§: N]'('g O.ZdS—m;:cDUe;SEEcé Prime, BEXC(;” F? Flexible FAST or Sure-Weld FleeceBACK /
W-20. | plywood or wood H-Shield, SecurShield with Insulation 5 ;)ftz B assd a %0437"55‘7 c;]rDEX Ic yris:m—ﬂla e’ doo. Flexible FAST DT | Flexible FAST or Flexible FAST | -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate ' oa.r » min. 9. : -inc ce .emen oot Board, min. (RIBBON) DT (FULL) or HydroBond WB
0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)

System Deck p prem— o Roof Cover MDP
No. (Note 1) Type astency ttac Type ac (Note 15) (psf)
P (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)

Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 ver Flexible FAST or Sure-Weld FleeceBACK /
W-21 plywood or wood H-Shield, SecurShield with Insulation 2 gftz Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT Flexible FAST or Flexible FAST -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON) DT (FULL) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 ver Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flexible FAST or Sure-Weld FleeceBACK /
W-22 plywood or wood H-Shield, SecurShield with Insulation 2 gftz Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Flexible FAST DT Flexible FAST or Flexible FAST | -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON) DT (FULL) or HydroBond WB
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch
SecurShield HD Composite or min. 1.5-inch StormBase
Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 ver rse insulaiio’; ) yer(s) Flexible FAST Sure-Weld FleeceBACK /
W-23 plywood or wood H-Shield, SecurShield with Insulation 2 (E’ftz c board: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON) Flexible FAST or Flexible FAST -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' Bg:ijﬂ' "N § 5 ass Mat Roo DT (FULL) or HydroBond WB
SURE-WELD FLEECEBACK RL APPLICATIONS:
. X i . X Insulation: (Optional) Additional layer(s), min. 1.5-inch X
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per —base insulation Flexible FAST or
W-24 plywood or wood H-Shield, SecurShield with Insulation p 5 . . . . Flexible FAST DT Sure-Weld FleeceBACK RL -37.5
. . 2.7 ft Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5-
plank; 2-ft spans or H-Shield CG Fastening Plate S O (RIBBON)
inch InsulBase RL
Insulation: (Optional) Additional layer(s), min. 1.5-inch X
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 er 7base insulaiioz ) ver(s) Flexible FAST or
W-25 plywood or wood H-Shield, SecurShield with Insulation p ) . . . . Flexible FAST DT Sure-Weld FleeceBACK RL -60.0
. . 2.0 ft Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5-
plank; 2-ft spans or H-Shield CG Fastening Plate > h InsulBase RL (RIBBON)
inch InsulBase

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 13 of 126



NEmoO | etc.e
TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o h e MDP
No. (Note 1) ERLEEY Attac ac sf
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Base Ply Cap Ply
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), min. SureMB 90TG Sure-Weld FleeceBACK
W-26 CDX plywood or InsulBase, H-Shield, InsulFast with 1 per 1.5-inch base insulation Flexible FAST or Flexible or 1207G / / Flexible FAST or 375
wood plank; 2-ft | SecurShield or H- Insulation 2.7ft> | Coverboard: Min. 0.5-inch DensDeck Prime or FAST DT (RIBBON) torch-applied Flexible FAST DT ’
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 12-inch o.c.)
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), min. SureMB 90TG Sure-Weld FleeceBACK
W-27 CDX plywood or InsulBase, H-Shield, InsulFast with 1 per 1.5-inch base insulation Flexible FAST or Flexible or 120TG / / Flexible FAST or -60.0
' wood plank; 2-ft | SecurShield or H- Insulation 2.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime or FAST DT (RIBBON) torch-anplied Flexible FAST DT :
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 6-inch o.c.)
SURE-WELD AFX MEMBRANE APPLICATIONS:
in. -i i Insulation: (Optional) Additional layer(s), min. .
Min. 19/32-inch Min. 2-inch . Carlisle R nsu.a lon: ( p |ona? el ATt TG hot asphalt, Flexible FAST | SureMB 90TG
CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per 1.5-inch base insulation . Sure-Weld AFX /C-
W-28. R . 2 X . X (RIBBON) or Flexible FAST | or 120TG / -37.5
wood plank; 2-ft | SecurShield or H- Insulation 2.7 ft Coverboard: Min. 0.25-inch DensDeck Prime or . MCA or hot asphalt
X . P——— - DT (RIBBON) torch-applied
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board
in. -i i Insulation: (Optional) Additional |
Min. 19/32-inch Min. 2-inch . Carlisle . nsu.a ion: ( p |ona.) itional layer(s), min hot asphalt, Flexible FAST | SureMB 90TG
CDX plywood or InsulBase, H-Shield, InsulFast with 1 per 1.5-inch base insulation R Sure-Weld AFX/ C-
W-29. . . 2 . K ) (RIBBON) or Flexible FAST | or 120TG / -60.0
wood plank; 2-ft | SecurShield or H- Insulation 2.0ft Coverboard: Min. 0.25-inch DensDeck Prime or . MCA or hot asphalt
X . o a—— _ DT (RIBBON) torch-applied
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) s (Note 15) (psf)
(Note 17)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
W-30 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, g:zltlsrllfa!srt]sl:l:ualztti\g:h 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 300
"| orwood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH ) 2.0ft> | Sure-Weld BA ’
Fastening Plate
Min. 2-inch InsulBase, H-Shield,
W-31 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA or 375
or wood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.7 ft? Sure-Weld BA ’
Composite
W-32 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 375
" | or wood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Insulation Fastening Plate 2.0 ft? Sure-Weld BA ’
Min. 0.5-inch DensDeck Prime or
W-33 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA or 45.0*
or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 4.0 ft2 Sure-Weld BA '
Prime
Min. 0.5-inch DensDeck Prime or
W-34 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 450
or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 2.7 ft? Sure-Weld BA ’
Prime
in. 23/32-i ; 2- i in 0.5-i - 1
W-35 Min. 23/32-inch plywood; 2-ft (Optlonal). Onfs or more Iayers, Mln 0.5-inch SECUROCK Gypsum Note 2 perz Sure-Weld / CAV-GRIP 11l AP or LVOC BA -45.0*
spans any combination, loose laid Fiber Roof Board 3.2 ft
W-36 Min. 19/32-inch plywood or (Optional) One or more layers, Min. 1.5-inch ACFoam I, InsulBase, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP lII 15.0*
wood plank; 2-ft spans any combination, loose laid SecurShield or ENRGY 3 2.0ft2 | AP or Sure-Weld BA '
W-37 Min. 19/32” (nominal 5/8”) (Optional) One or more layers, Min. 0.4375-inch DEXcell Cement Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP or Sure-Weld 525
CDX plywood; 2-ft spans any combination, loose laid Roof Board Insulation Fastening Plate 1.8 ft? BA ’
Min. 2-inch InsulBase, H-Shield,
W-38 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA or -60.0
" | orwood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.0 ft? Sure-Weld BA ’
Composite
W-39 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or -60.0
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 2.0 ft? Sure-Weld BA ’
W-40 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 675
" | or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 1.8 ft2 Sure-Weld BA ’
W-a1 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA or 750
" | or wood plank; 2-ft spans any combination, loose laid Fiber Roof Board Insulation Fastening Plate 2.0 ft? Sure-Weld BA ’
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

A Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) s (Note 15) (psf)
(Note 17)
lisle InsulF ith
W-42 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, g:zl:ilfaszsl:sualztti‘g: 1 per Sure-Weld FleeceBACK / Flexible FAST or 30,0
" | or wood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB ’
Min. 2-inch InsulBase, H-Shield,
W-43 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 375
"| orwood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.7 ft? Flexible FAST DT (FULL) or HydroBond WB ’
Composite
W-a4 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 375
" | or wood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB ’
Min. 0.5-inch DensDeck Prime or
W-45 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 45.0*
" | orwood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 4.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
Prime
Min. 0.5-inch DensDeck Prime or
W-46 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 450
" | orwood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 2.7 ft? Flexible FAST DT (FULL) or HydroBond WB ’
Prime
. . (Optional) One or more layers, Min 0.5-inch SECUROCK Gypsum- 1 per Sure-Weld FleeceBACK / Flexible FAST or x
W-47. | Min. 23/32-inch plywood any combination, loose laid Fiber Roof Board Note 2 3.2 | Flexible FAST DT (FULL) or HydroBond Wg | “*>0
W-48 Min. 19/32” (nominal 5/8”) (Optional) One or more layers, Min. 0.4375-inch DEXcell Cement Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 525
" | CDX plywood; 2-ft spans any combination, loose laid Roof Board Insulation Fastening Plate 1.8 ft? Flexible FAST DT (FULL) ’
Min. 2-inch InsulBase, H-Shield,
W-49 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 60.0
"| orwood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB ’
Composite
W-50 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 60.0
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB ’
W-51 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 675
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 1.8 ft2 Flexible FAST DT (FULL) or HydroBond WB ’
W-52 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 750
or wood plank; 2-ft spans any combination, loose laid Fiber Roof Board Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB ’
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
(Note 15B)
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density Roof Cover (Note 15 (osf)
RHINOBOND SYSTEMS:
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-53. | plywood or co;bination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or 2% 3 ft arid patt induction welded with RhinoBond tool -22.5%
wood plank ! RhinoBond Treadsafe Plate-TPO (2x grid RatterR) per manufacturer’s instructions.
1 per 2.7 ft?
(12 parts per 4x8 ft board)
c < £ £
T 8 T 8 s
0SB, APA rated
sheathing, . . ) Sure-Weld or Sure-Weld EXTRA
W-s4. | 24/16, Exposure (Optlénal? One or more layers, any Carlisle HP-X Fastener and RhinoBond induction welded with RhinoBond tool -30.0%
combination, loose laid Plate-TPO L. o .
1,PS2,7/16 £ per manufacturer’s instructions.
~
category s
£
: e
|
L
£
I
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-55. | plywood or coswbination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or (2x2ft d ttern) induction welded with RhinoBond tool -30.0
wood plank ! RhinoBond Treadsafe Plate-TPO X grid pattern per manufacturer’s instructions.
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-56. | plywood or coz‘wbination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or (2x2f d ttern) induction welded with RhinoBond tool -37.5%
wood plank ! RhinoBond Treadsafe Plate-TPO X grid pattern per manufacturer’s instructions.
24-inch o.c. along wood supports, 24-inch o.c.
£ = =z < £
8T8 s ] = |9
Code compliant
sheathing over (Optional) One or more layers, an Carlisle HP-X Fastener and RhinoBond Sure-Weld or Sure-Weld EXTRA
W-57. | nominal No. 2 P L ) e Plate-TPO through to engage wood induction welded with RhinoBond tool -37.5%
combination, loose laid B B ;o .
wood trusses; 2 ft supports; min. 2-inch embedment. per manufacturer’s instructions.
span
£
S
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NEmoO | etc.e
TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
(Note 158B)
No. (Note 1) (Note 3, Note 13) e Densit Roof Cover (Note 15 o
( ) Y
1 per 2.13 ft?
(15 parts per 4x8 ft board)
g £ £ & £ g
0SB, APA rated ~ ) £ @ £ &
sheathing, . . ) Sure-Weld or Sure-Weld EXTRA
W-58. | 24/16, Exposure fg%t;::tl?o?]nfozrsgz:j layers, any EE::_I_?P%P-X Fastener and RhinoBond induction welded with RhinoBond tool -45.0*
1,PS2,7/16 ! per manufacturer’s instructions.
category
Min. 19/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-59. | plywood or coZbination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or M3 Ft erid patt induction welded with RhinoBond tool -45.0%
wood plank ! RhinoBond Treadsafe Plate-TPO (7% grid pattern) per manufacturer’s instructions.
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 2.7 fi2 Sure-Weld or Sure-Weld EXTRA
W-60. | plywood or co;bination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or (12 part P 4 8 ft board) induction welded with RhinoBond tool -45.0
wood plank ! RhinoBond Treadsafe Plate-TPO parts per ax oar per manufacturer’s instructions.
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- Sure-Weld or Sure-Weld EXTRA
W-61. | plywood or coswbination loose laid Akl #15-PH3 and RhinoBond Plate-TPO or 6-inch o.c. in rows 60-inch o.c. induction welded with RhinoBond tool -60.0
wood plank ! RhinoBond Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 19/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 2.7 ft2 Sure-Weld or Sure-Weld EXTRA
W-62. | plywood or cozwbination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or 12 part P 4 3 ft board induction welded with RhinoBond tool -67.5
wood plank ! RhinoBond Treadsafe Plate-TPO (12 parts per 4x oard) per manufacturer’s instructions.
ISOWELD INDUCTION WELDING SYSTEM:
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-63. | plywood or coswbination loose laid Akl isoweld TPO Plate or SFS isoweld F1- (2 3 ft grid pattern) induction welded with SFS isoweld® -22.5%
wood plank ! P-6.8-TPO Plate X grid pattern 3000 stand-up tool.
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-64. | plywood or cozwbination e s isoweld TPO Plate or SFS isoweld F1- (2% 2 t grid pattern) induction welded with SFS isoweld® -30.0
wood plank ! P-6.8-TPO Plate X grid pattern 3000 stand-up tool.
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-65. | plywood or coswbination loose laid bl isoweld TPO Plate or SFS isoweld F1- (2x2f d ttern) induction welded with SFS isoweld® -37.5%
wood plank ! P-6.8-TPO Plate X grid pattern 3000 stand-up tool.
Min. 19/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-66. | plywood or cozwbination . Wb b ‘ald isoweld TPO Plate or SFS isoweld F1- (23 ft grid pattern) induction welded with SFS isoweld® -45.0%
wood plank ! P-6.8-TPO Plate X grid pattern 3000 stand-up tool.
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 15B)
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density (psf)
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1per2.7 f2 Sure-Weld or Sure-Weld EXTRA
W-67. | plywood or coﬁwbination loose laid yers, any isoweld TPO Plate or SFS isoweld F1- (12 part 4 8 ft board) induction welded with SFS isoweld® -45.0
wood plank ' P-6.8-TPO Plate parts per 4xsit boar 3000 stand-up tool.
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle Sure-Weld or Sure-Weld EXTRA
W-68. | plywood or cogwbination loose laid vers, any isoweld TPO Plate or SFS isoweld F1- 6-inch o.c. in rows 60-inch o.c. induction welded with SFS isoweld® -60.0
wood plank ! P-6.8-TPO Plate 3000 stand-up tool.
Min. 19/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1per2.7 f@2 Sure-Weld or Sure-Weld EXTRA
W-69. | plywood or coﬁqbination loose laid yers, any isoweld TPO Plate or SFS isoweld F1- o T 4 3 ft board induction welded with SFS isoweld® -67.5
wood plank ! P-6.8-TPO Plate (12 parts per 4x oard) 3000 stand-up tool.

TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

" Insulation Layer (Note 3, Note 13) Roof Cover (Note 15) T
ystem
Deck (Note 1) Attach Fastener Lap Seam
No. i sf
Type Note's Membrane Fastener (Note 11) et Lap Width St Weld (psf)
Min. 19/32-inch CDX plywood One or more layers Sure-Weld, min. B Carlisle HP-X Fastener and Piranha 114.5-inch 1.5-inch
W-70. or wlood lank: 2 ft s pazs an combinatioi ! Prelim. Attach mil or Sure-Weld Plate 12-inch o.c. 5.5-inch (') c o'utside -22.5
plank; P Y FleeceBACK FR -
W-71 Min. 19/32-inch CDX plywood One or m?re I.ayers, prelim. Attach Sure-Weld Carlisle HP-X Fastener and Piranha 6-inch o.c. 5.5-inch 138.5-inch 1.5-|r1ch 375
or wood plank; 2 ft spans any combination FleeceBACK Plate o.c. outside
wirp, | Min 19/321nch COXplywood | One ormore yers, | o | miorsorewld | GO HPXFasenerand s | g | g | 34sineh | s |
plank; 21t sp v FleeceBACK FR ©
W-73 Min. 19/32-inch CDX plywood One or m9re I.ayers, prelim. attach Su.re—WeId, min. 60- | Carlisle HP-Xtra Fastener and Piranha 12-inch o.c. 5.5-inch 90.5-inch 1.5—ir.1ch 450
or wood plank; 2-ft spans any combination mil XTRA Plate o.c. outside
Min. 19/32-inch CDX plywood One or more layers, . Sure-Weld Carlisle HP-Xtra Fastener and Piranha . . 54.5-inch 1.5-inch
w-74 or wood plank; 2 ft spans any combination QM- atigch FleeceBACK FR XTRA Plate Gincho.c. >-5-inch o.c. outside 450
Carlisle HP-X Fastener and Piranha
Min. 19/32-inch pl d (0] | 90.5-inch 1.5-inch
W-75 in. 19/32-inch plywood or neor m?re .ayers, Prelim. attach Sure-Weld Plate or #15 Roofgrip with 2-3/8” 6-inch o.c. 5.5-inch inc |r.1c -52.5
wood plank; 2-ft spans any combination o.c. outside
Eyehook Seam Plate (AccuSeam)
Carlisle HP-X Fastener and Piranha
in. 19/32-i .5-i 1.5-i
W-76. Min. 19/32-inch plywood or O or m(?re I.ayers, Prelim. attach Sure-Weld Plate or #15 Roofgrip with 2-3/8” 6-inch o.c. 5.5-inch 66.5-inch > IhCh -67.5
wood plank; 2-ft spans any combination o.c. outside
Eyehook Seam Plate (AccuSeam)
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TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

S Thermal Barrier Roof Cover (Note 15) —
ystem
Deck (Note 1) Attach Fastener Seam
No. T M F Note 11 Lap Width L i (psf)
ype S embrane astener (Note 11) el ap Widt ap Spacing Weld
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Su.re—WeId, min. 60- Carlisle HP-X Fastener and Piranha . . 114.5-inch 1.5-inch
W-77 approved thermal mil or Sure-Weld 12-inch o.c. 5.5-inch R -22.5
or wood plank; 2 ft spans . Attach Plate o.c. outside
barrier FleeceBACK FR
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Sure-Weld Carlisle HP-X Fastener and Piranha \ . 138.5-inch 1.5-inch
W-78. approved thermal 6-inch o.c. 5.5-inch R -37.5
or wood plank; 2 ft spans barrier Attach FleeceBACK Plate o.c. outside
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Su.re—WeId, min. 60- Carlisle HP-X Fastener and Piranha . . 114.5-inch 1.5-inch
W-79. approved thermal mil or Sure-Weld 6-inch o.c. 5.5-inch R -45.0
or wood plank; 2 ft spans . Attach Plate o.c. outside
barrier FleeceBACK FR
. . (Optional) Any . . . . R
W-80. Min. 19/32-inch CDX plywood approved thermal Prelim. Su.re Weld, min. 60 Carlisle HP-Xtra Fastener and Piranha 12-inch o.c. 5 5-inch 90 5-inch o.c. 1.5 |r.1ch 45.0
or wood plank; 2-ft spans barrier Attach mil XTRA Plate outside
Min. 19/32-inch CDX plywood (Optional) Any Prelim Sure-Weld Carlisle HP-Xtra Fastener and Piranha 1.5-inch
W-81. or wood plank; 2 ft spans ngrriz\r/ed thermal Attach FleeceBACK FR XTRA Plate 6-inch o.c. 5.5-inch >4-5-inch o.c. outside 45.0
Carlisle HP-X Fastener and Piranha
Code compliant sheathing (Optional) Any prelim Sure-Weld or Sure- Plate or #15 Roofgrip with 2-3/8” 48-inch o.c. 1.5-inch
W-82. | over nominal No. 2 wood approved thermal ' Weld FleeceBACK Eyehook Seam Plate (AccuSeam) 6-inch o.c. 5.5-inch (over structural - -75.0
. Attach . . outside
trusses; 2 ft span barrier FR installed through wood sheathing to members)
engage structural members

TABLE 1H: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

Deck Roof Cover MDP
System Air Barrier Insulation Underlayment
No. (Note 1) Type Attach (psf)
ional) Any fire classifi f 12-inch wi ips of pol | i V. I Venti lledi
Min. 15/32- All joints and penetrations sealed '(Optlor.1a ) Any fire classified roo inc Wld!? strips o. po ypropY e.ne, air acuSea ent. insta gd in
. X X R insulation and/or coverboard permeable filter fabric, loose laid in a Sure-Weld or accordance with Carlisle
W-83. inch, Type B-C with VapAir Seal 725TR in accordance L . R . X R . -97.5
. . . combination, any thickness, loose- crossing pattern, connecting the VacuSeal | Sure-Weld HS instructions, spaced maximum
plywood with Carlisle requirements. L g
laid with staggered joints Vents 50 ft o.c.
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System 2L Vapor Barrier Attach Attach Mpp
No. Note 1 T ac T aL Memb Applicati sf
(Note ) ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible Flexible FAST or
SC-1 type B, Grade | Seal MD, self- Sectirs.hield " | FAST DT (RIBBON, 6-inch (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA -52.5
33 steel adhering o.c. @ every deck flange) DT (RIBBON)
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible Flexible FAST or
SC-2 type B, Grade | Seal MD, self- Secu'rS.hieId " | FAST DT (RIBBON, 6-inch (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld Sure-Weld BA -75.0
33 steel adhering o.c. @ every deck flange) DT (RIBBON)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., (Optional) VapAir . . Flexible FAST or Flexible Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or
Min. 1.5-inch | IB. — e 3 LVOC BA
SC-3 type B, Grade | Seal MD, self- Sel:ursrfi;dc nsulbase, | rasTDT (RIBBON, 6-inch SECUROCK Gypsum-Fiber Roof Board or min. 0.5- | Flexible FAST Sure-Weld Su?e(-:WeIZrBA -82.5
33 steel adhering o.c. @ every deck flange) inch SecurShield HD, SecurShield HD Plus or DT (RIBBON)
EcoStorm VSH or min. 1.5-inch SecurShield,
SecurShield HD Composite
. . (Optional) Additional layer(s) base insulation,
Min. 1.5-inch | IB. . . . ) . .
Min. 22 ga., (Optional) VapAir Sel:ursrfi;dcanzsllcj)r 35€ | Flexible FAST or Flexible min. 0.25-inch DensDeck Prime or SECUROCK Flexible FAST or CAV-GRIP Il
SC-4 type B, Grade Seal MD, self- SecurShield HD FAST DT (RIBBON, 6-inch Gypsum-Fiber Roof Board or min. 0.5-inch Flexible FAST Sure-Weld AP -82.5
33 steel adhering . o.c. @ every deck flange) | SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON)
Composite
VSH
. . . . . . . - . CAV-GRIP 111
Min. 22 ga., (Optional) VapAir (Optional) Min. 1.5-inch Flexible FAST or Flexible Insulation: (Optional) Additional layer(s) base Flexible FAST or AP. LVOC BA
SC-5 type B, Grade | Seal MD, self- InsFLIBase Sectjrsihield FAST DT (RIBBON, 6-inch insulation Flexible FAST Sure-Weld or ,Sure—WeId -82.5
33 steel adhering ! o.c. @ every deck flange) | Coverboard: Min. 1.5-inch StormBase DT (RIBBON) BA
Min. 22 ga., Min. 1.5-inch InsulBase Flexible FAST or Flexible CAV-GRIP 11l
SC-6 type B, Grade | None SeCL;rS.hieId ’ | FAST DT (RIBBON, 6-inch None N/A Sure-Weld AP or Sure- -105.0
33 steel o.c. @ every deck flange) Weld BA
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . (Optional) Additional layer(s) base insulation, .
Min. 1.5-inch | IB Flexible FAST
Min.22ga, | (Optional) Vapair | ¢ 2 RP B5 P | Flexible FAST or Flexible | min. 0.25-inch DensDeck Prime or SECUROCK Flexible FASTor | (o | o
SC-7 type B, Grade | Seal MD, self- SecurShield HD FAST DT (RIBBON, 6-inch Gypsum-Fiber Roof Board or min. 0.5-inch Flexible FAST FleeceBACK | FAST DT -82.5
33 steel adhering R o.c. @ every deck flange) | SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON)
Composite (FULL)
VSH
i 15 B - — - -
Min. 22 ga., (Optional) VapAir Min 5. inch InsulBase, Flexible FAST or Flexible (O.ptlonal).Addltlonal Iayer(é) base |n.su|at|or1, Flexible FAST or
SecurShield and/or . min. 0.25-inch DensDeck Prime or min. 0.5-inch . Sure-Weld HydroBond
SC-8 type B, Grade Seal MD, self- . FAST DT (RIBBON, 6-inch K X Flexible FAST -82.5
. SecurShield HD SecurShield HD, SecurShield HD Plus or EcoStorm FleeceBACK | WB
33 steel adhering Qoalsite o.c. @ every deck flange) VSH DT (RIBBON)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e e e e MDP
No. Note 1 ac aL icati sf
(Note 1) Type R Type RS, Membrane Application
. . . . . . . . . Flexible FAST
Min. 22 ga., (Optional) VapAir ) ) ) Flexible FAST or Flexible Insulation: (Optional) Additional layer(s) base Flexible FAST or .
(Optional) Min. 1.5-inch . r - . Sure-Weld or Flexible
SC-9 type B, Grade Seal MD, self- R FAST DT (RIBBON, 6-inch insulation Flexible FAST -82.5
. InsulBase, SecurShield . i FleeceBACK | FAST DT
33 steel adhering o.c. @ every deck flange) Coverboard: Min. 1.5-inch StormBase DT (RIBBON) (FULL)
Min. 22 ga., Min. 1.5-inch InsulBase Flexible FAST or Flexible Sure-Weld zlt“e:::liebTéST
SC-10 type B, Grade None SecurShield FAST DT (RIBBON, 6-inch None N/A FleeceBACK | EAST DT -105.0
33 steel o.c. @ every deck flange)
(FULL)
SURE-WELD FLEECEBACK RL APPLICATIONS:
Min. 22 ga., (Optional) VapAir . . Flexible FAST or Flexible
Min. 1.5-inch | IB. .
SC-11 type B, Grade Seal MD, self- RLm S-inch InsulBase FAST DT (RIBBON, 6-inch None N/A Sure-Weld FleeceBACK RL -82.5
33 steel adhering o.c. @ every deck flange)
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible ——insulation (Op ) yer(s) Flexible FAST or
SC-12 type B, Grade | Seal MD, self- T ’ | FAST DT (RIBBON, 6-inch . . . Flexible FAST Sure-Weld FleeceBACK RL -82.5
. SecurShield Coverboard: Min. 0.5-inch SecurShield HD RL or
33 steel adhering o.c. @ every deck flange) | ———— — DT (RIBBON)
min. 1.5-inch InsulBase RL
Min. 22 ga., . . Flexible FAST or Flexible Flexible FAST or
Min. 1.5-inch InsulBase, . . . . .
SC-13 type B, Grade None . FAST DT (RIBBON, 6-inch Min. 0.5-inch SecurShield HD RL Flexible FAST Sure-Weld FleeceBACK RL -105.0
SecurShield
33 steel o.c. @ every deck flange) DT (FULL)
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NEmoO | etc.e
TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type BB ttac Type ac (Note 15) (psf)
yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 0.5-inch
Min. 22 ga., type B, Grade Y Sure-Weld / Aqua Base 120,
DensDeck foll 1 FI le FAST (RIBBON
SC-14 33 steel or min. 2,500 psi ensDeck followed by |\, Per | Min. 1.5-inch Insulam (OSB) exible FAST (RIBBON, | \\/ GRip Ill AP or Sure-eld | -37.5*
min. 2.0-inch 2.7 ft 6-inch o.c.)
structural concrete BA
Insulfoam VIII
) Insulation: (Optional) Additional layer(s)
Min. 22 ga, type B, Grade Min. 1.5-inch 1 per base insulation
SC-15 33 steel or min. 2,500 psi . . Note 2 P ) . i Flexible FAST (RIBBON) | Sure-Weld / Sure-Weld BA -37.5*
InsulBase, SecurShield 3.2 ft Coverboard: Min. 0.25-inch SECUROCK
structural concrete ——————
Ultralight Coated Glass-Mat Roof Board
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade . . base insulation Flexible FAST or
SC-16 33 steel or min. 2,500 psi | VAm- >inch Note 2 LPer 1 verboard: Min. 0.25-inch DEXcell FA Flexible FAST DT Sure-Weld / CAV-GRIPII AP, | ¢
InsulBase, SecurShield 2.7 ft . X ) LVOC BA or Sure-Weld BA
structural concrete Glass Mat Roof Board or min. 0.4375-inch (RIBBON)
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade . . Flexible FAST or
! R Min. 1.5-inch 1 per . . . . . Sure-Weld / CAV-GRIP IIl AP, "
SC-17 33 steel or min. 2,500 psi InsulBase, SecurShield Note 2 32 f2 Min. 1.0-inch base insulation Flexible FAST DT LVOC BA or Sure-Weld BA -45.0
structural concrete (RIBBON)
. Insulation: (Optional) Additional layer(s) X
Min. 22 ga., type B, Grade . . PSR Flexible FAST or Sure-Weld / Aqua Base 120,
K . Min. 1.5-inch 1 per base insulation X
SC-18 33 steel or min. 2,500 psi R Note 2 ) . X Flexible FAST DT CAV-GRIP Il AP, LVOC BA or -45.0*
InsulBase, SecurShield 3.2 ft Coverboard: Min. 0.25-inch SECUROCK
structural concrete - (RIBBON) Sure-Weld BA
Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade . . Flexible FAST or
SC-19 33 steel or min. 2,500 psi Min. 2.0-inch . Note 2 £ perz Min. 1.0-inch base insulation Flexible FAST DT Sure-Weld / CAV-GRIP Il AP, -45.0*
InsulBase, SecurShield 4.0 ft LVOC BA or Sure-Weld BA
structural concrete (RIBBON)
Insulation: (Optional) Additional layer(s)
base insulation
. Coverboard: Min. 0.25-inch DensDeck .
Min. 22 ga., type B, Grade . . R Flexible FAST or
$C-20 33 steelir m?/np 2500 psi Min. 2.0-inch Note 2 1 per Prime, DEXcell FA Glass Mat Roof Board Flexible FAST DT Sure-Weld / CAV-GRIP Il AP, 45.0%
00 P InsulBase, SecurShield 4.0ft> | or SECUROCK Gypsum-Fiber Roof Board, LVOC BA or Sure-Weld BA '
structural concrete . . (RIBBON)
min. 0.4375-inch DEXcell Cement Roof
Board or min. 0.5-inch SecurShield HD,
SecurShield HD Plus or EcoStorm VSH
Min. 0.5-inch
Min. 22 ga., type B, Grade .
K . DensDeck followed by 1 per . . . Flexible FAST (RIBBON, | Sure-Weld / CAV-GRIP IIl AP, "
SC-21 33 steel or min. 2,500 psi min. 2.0-inch Note 2 201 Min. 2.0-inch Insulfoam HD Composite 6-inch o.c.) LVOC BA or Sure-Weld BA -45.0
structural concrete
Insulfoam VIII
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type BB ttac Type ac (Note 15) sf
yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
. ) Insulation: (Optional) Additional layer(s) . X .
Min. 22 ga., type B, Grad.e Min. 1.5-inch Steel: I.nsuIFast wlth 1 per base insulation Flex!ble FAST or Sure-Weld (min. 60-mil) /
SC-22 33 steel or min. 2,500 psi InsulBase. Securshield Insulation Fastening Plate 20 B board: Min. 1-inch InsulB Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -45.0
structural concrete ! Concrete: Note 2 ' ~overpoare qar : Min. 2-inch InsufBase, (RIBBON) BA
SecurShield
Min. 22 ga., type B, Grade Steel: InsulFast with m: (pptional) Additional laver(s) Flexible FAST or Sure-Weld (min. 60-mil) /
- ! ) Min. 2-inch InsulBase, - . 1 per base insulation .
SC-23 33 steel or min. 2,500 psi securShield Insulation Fastening Plate 202 c board: Min. 0&sinch InsulB Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -52.5
structural concrete Concrete: Note 2 ' 752:(3:5;:& In gy <" nsuibase, (RIBBON, 6-inch o.c.) BA
urShi
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 Lnassueleilrt‘i;)ur};iir:ional) Additional layer(s) Flexible FAST or Sure-Weld / CAV-GRIP IIl AP,
sc-24 33 steel or min. 2,500 psi In;:.IBésemSCecurShield Insulation Fastening Plate | g?trz . W WV AN Flexible FAST DT LVOC BA or Sure-Seal 90-8- -52.5
structural concrete ! Concrete: Note 2 ' ~overpoard : oo e rone (RIBBON, 6-inch o.c.) 30A BA
HD, SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per Coverboard: Min. 0.5-inch DensDeck Flexible FAST or Sure-Weld (min. 60-mil) /
SC-25 33 steel or min. 2,500 psi o . Insulation Fastening Plate SQVErLoara: vin. 1,571 Flexible FAST DT CAV-GRIP 11l AP or Sure-Weld -60.0
P InsulBase, SecurShield . 2.0 ft? Prime, SECUROCK Gypsum-Fiber Roof
structural concrete Concrete: Note 2 . . (RIBBON) BA
Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
. ) Insulation: (Optional) Additional layer(s) X .
Min. 22 ga., t}/pe B, Grad.e Min. 1.5-inch Steel: I.nsuIFast WIth 1 per base insulation . Sure-Weld (min. 60-mil) /
SC-26 33 steel or min. 2,500 psi . Insulation Fastening Plate D . . Flexible FAST (RIBBON) | CAV-GRIP IIl AP or Sure-Weld -60.0
structural concrete InsulBase, SecurShield Concrete: Notel2 2.0ft Coverboard: Min. 0.5-inch DEXcell FA BA
Glass Mat Roof Board
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or
: v 4 ) Min. 2-inch InsulBase, i ) 1 per base insulation . Sure-Weld / CAV-GRIP Il AP,
SC-27 33 steel or min. 2,500 psi X Insulation Fastening Plate N . . . Flexible FAST DT -60.0
structural concrete SecurShield Concrete: Note 2 1.8 ft Coverboard: Min. 0.5-inch SecurShield (RIBBON, 6-inch 0.¢.) LVOC BA or Sure-Weld BA
HD, SecurShield HD Plus or EcoStorm VSH ! e
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., type B, Grade . Steel: InsulFast with . ) Flexible FAST or Sure-Weld (min. 60-mil) /
sc-28 33 steel or min. 2,500 psi | MM 2inchInsulBase, | ction Fastening plate | - PST | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT CAV-GRIP Ill AP or Sure-Weld | -67.5
T hiel 1.6 ft? i -Fi ’
structural concrete Securshield Concrete: Note 2 6 Prime, SECURO,CK Gypsum Flbe.r Roof (RIBBON, 6-inch o.c.) BA
Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld (min. 60-mil) /
: v 4 ) Min. 2-inch InsulBase, " ) 1 per base insulation Flexible FAST (RIBBON, ’
SC-29 33 steel or min. 2,500 psi securshield Insulation Fastening Plate 1.6 fi2 c board: Min. 0.5-inch DEXcell FA 6-inch o.c.) CAV-GRIP Il AP or Sure-Weld -67.5
structural concrete Concrete: Note 2 ' ~overoarg: Min. ©.o-Inc ce ) o BA
Glass Mat Roof Board
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type BB ttac Type ac (Note 15) sf
yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
. ) Insulation: (Optional) Additional layer(s) . . .
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, Steel: I.nsuIFast wlth 1 per base insulation Flex!ble FAST or Sure-Weld (min. 60-mil) /
SC-30 33 steel or min. 2,500 psi SecurShield Insulation Fastening Plate Lefe B board: Min. 1-inch InsulB Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -75.0
structural concrete Concrete: Note 2 ' 752:5:5;:& in. 1-inch Insufbase, (RIBBON, 6-inch o.c.) BA
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or
- o B Yp ! ) Min. 1.5-inch - ) 1 per base insulation . Sure-Weld / Sure-Seal 90-8-
SC-31 33 steel or min. 2,500 psi i Insulation Fastening Plate ) . . . Flexible FAST DT -75.0
structural concrete InsulBase, SecurShield | .= . Note 2 1.3 ft Coverboard: Min. 0.5-inch SecurShield HD (FULL) 30A BA
or SecurShield HD Plus
) ) Insulation: (Optional) Additional layer(s) .
Min. 22 ga., t}/pe B, Grad.e Min. 1.5-inch Steel: I'nsuIFast W.Ith 1 per base insulation Flex!ble FAST or Sure-Weld / CAV-GRIP 11l AP,
SC-32 33 steel or min. 2,500 psi ) Insulation Fastening Plate ) ) . ) Flexible FAST DT -82.5
structural concrete InsulBase, SecurShield Concrete: Note 2 1.3 ft Coverboard: Min. 0.5-inch SecurShield (FULL) LVOC BA or Sure-Weld BA
HD, SecurShield HD Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Min. 2-inch InsulB Steel: InsulFast with 1 ::::;ﬁ;iz;;tional) Additional layer(s) Flexible FAST or Sure-Weld (min. 60-mil) /
sc-33 33 steel or min. 2,500 psi Sel:ﬁrs_r:?; j NSUIBASE, | Insulation Fastening Plate Ny (’)’ ?trz " Flexible FAST DT CAV-GRIP Ill AP or Sure-Weld | -82.5
structural concrete Concrete: Note 2 ' M' in. 1-inch InsufBase, (FULL) BA
SecurShield
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., type B, Grade o Steel: InsulFast with ) ) Flexible FAST or Sure-Weld (min. 60-mil) /
SC-34 33 steel or min. 2,500 psi | MM 2inchnsulBase, | c o tion Fastening Plate | - PS" | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT CAV-GRIP Ill AP or Sure-Weld | -82.5
T hiel 1.0 ft? i -Fi ’
structural concrete SecurShield Concrete: Note 2 0 ft Prime, SECUROFK Gypsum Flber Roof (FULL) BA
Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld (min. 60-mil) /
sc-35 33 steel or min. 2,500 psi | M- ZinchInsulBase, | 0 2vion Fastening plate | 1 ST base insulation _ Flexible FAST (FULL) CAV-GRIP Ill AP or Sure-Weld | -82.5
structural concrete SecurShield Concrete: Note 2 1.0 ft Coverboard: Min. 0.5-inch DEXcell FA BA
Glass Mat Roof Board
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or
: v 4 ) Min. 2-inch InsulBase, , ) 1 per base insulation . Sure-Weld / CAV-GRIP IIl AP,
SC-36 80 steel or min. 2,500 psi R Insulation Fastening Plate ) . . ) Flexible FAST DT -90.0
structural concrete SecurShield Concrete: Note 2 1.3 ft Coverboard: Min. 0.5-inch SecurShield (FULL) LVOC BA or Sure-Weld BA
HD, SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., type B, Grade . . Steel: InsulFast with . . Flexible FAST or Sure-Weld (min. 60-mil) /
SC-37 80 steel or min. 2,500 psi | MM 2inchnsulBase, | |l ion Fastening Plate | L PST | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT CAV-GRIP Il AP or Sure-Weld | -112.5
X .2, . ) - - - - -112.
structural concrete SecurShield Concrete: Note 2 1.0 ft Prime, SECURO.CK Gypsum Flbe.r Roof (FULL) BA
Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

S P Base Insulation Layer Top Insulation Layer(s) . e
stem ec oof Cover
yNo. (Note 1) Type kastener Attach Type Attach (Note 15) (psf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
. ) Insulation: (Optional) Additional layer(s) X .
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, Steel: l.nSUIFaSt Mth 1 per base insulation . Sure-Weld (min. 60-mil) /
SC-38 80 steel or min. 2,500 psi securShield Insulation Fastening Plate 102 B board: Min. 0.5-inch DEXcell FA Flexible FAST (FULL) CAV-GRIP Il AP or Sure-Weld -112.5
structural concrete ur-nt Concrete: Note 2 ' ~overooare: Min. U.>-Inc ce BA
Glass Mat Roof Board
. ) Insulation: (Optional) Additional layer(s) R i .
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld (min. 60-mil) /
SC-39 80 steel or min. 2,500 psi Secu.rShieId ’ Insulation Fastening Plate 1 gftz c board: Min. 1<inch InsulB Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -135.0
structural concrete Concrete: Note 2 ’ ~overooard qar s lin. ZgREh Insulbase, (FULL) BA
SecurShield
Min. 22 ga., type B, Grade Min. 0.5-inch 1 per Min. 1.5-inch ACFoam I, InsulBase, Sure-Weld / Aqua Base 120,
SC-40 33 steel or min. 2,500 psi DensDeck or Note 2 5 gftz SecurShield, ENRGY 3 followed by Min. 0OB500 CAV-GRIP IIl AP or Sure-Weld -37.5*
structural concrete DensDeck Prime ' 0.25-inch DensDeck Prime BA
Min. 22 ga., type B, Grade Ingylation'YOptiRgal) AdSitional layer(s) Sure-Weld / Aqua Base 120
In. 22 ga., Yp ! . Min. 2-inch InsulBase, 1 per base insulation " qu !
SC-41 33 steel or min. 2,500 psi . Note 2 ) \ i OB500 CAV-GRIP Il AP, LVOC BA or -37.5*
SecurShield 4.0 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete e Sure-Weld BA
Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam 1 per Sure-Weld / Aqua Base 120,
SC-42 33 steel or min. 2,500 psi 11, InsulBase, Note 2 5 (‘))ftz Additional layers of base insulation OB500 CAV-GRIP 1l AP or Sure-Weld -45.0*
structural concrete SecurShield, ENRGY 3 ’ BA
Min. 22 ga.. tvoe B, Grade Min. 1.5-Inch ACFoam Insulation: (Optional) Additional layer(s)
.22ga, YP , ! - 1 per base insulation Sure-Weld / CAV-GRIP Il AP,
SC-43 33 steel or min. 2,500 psi 1, InsulBase, Note 2 A . . . 0OB500 -45.0*
structural concrete Securshield. ENRGY 3 2.0 ft Coverboard: Min. 1.5-inch SecurShield HD LVOC BA or Sure-Weld BA
! Composite
Min. 22 ga.. tyoe B, Grade Min. 1.5-inch ACFoam Insulation: (Optional) Additional layer(s)
.22ga., YP ) ‘ -4 1 per base insulation Sure-Weld / Aqua Base 120 "
SC-44 33 steel or min. 2,500 psi 11, InsulBase, Note 2 ) . X 0OB500 -45.0
structural concrete SecurShield ENRGY 3 2.0ft Coverboard: Min. 0.25-inch DensDeck, or Sure-Weld BA
! DensDeck Prime
Min. 22 ga.. tyoe B, Grade Min. 1.5-inch AGFodhn Insulation: (Optional) Additional layer(s)
sS4 g3, ype B, ) e 1 per base insulation
SC-45 33 steel or min. 2,500 psi 1, InsulBase, Note 2 20 ft2 c board: Min. 0.25-inch DensDeck 0B500 Sure-Weld / CAV-GRIP IIl AP -45.0*
structural concrete SecurShield, ENRGY 3 ’ M‘ In. ©.2>-Inch Densbec
Prime
Min. 22 ga., type B, Grade Min. 0.5-inch . ) Sure-Weld / Aqua Base 120,
1 Min. 1.5-inch ACF 1,1 1B
SC-46 33 steel or min. 2,500 psi | DensDeck or Note 2 5 g‘:trz Sel:ursm;r; . gf’; » Insuibase, 0B500 CAV-GRIP IIl AP or Sure-Weld | -45.0%
structural concrete DensDeck Prime ' ! BA
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam 1 per Sure-Weld / Aqua Base 120,
SC-47 33 steel or min. 2,500 psi 11, InsulBase, Note 2 4 (’))ftz Additional layers of base insulation OB500 CAV-GRIP 1l AP or Sure-Weld -45.0*
structural concrete SecurShield, ENRGY 3 ’ BA
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type ERLCEHEr ttac Type aL (Note 15) (psf)
yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam oSy E.] on (. ptional) itional layer(s)
K . 1 per base insulation Sure-Weld / CAV-GRIP IIl AP,
SC-48 33 steel or min. 2,500 psi 1, InsulBase, Note 2 ) . . . 0OB500 -45.0*
R 4.0 ft Coverboard: Min. 1.5-inch SecurShield HD LVOC BA or Sure-Weld BA
structural concrete SecurShield, ENRGY 3 —
Composite
. X . Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam - .
K ) 1 per base insulation Sure-Weld / Aqua Base 120
SC-49 33 steel or min. 2,500 psi 11, InsulBase, Note 2 ) . X OB500 -45.0*
R 4.0 ft Coverboard: Min. 0.25-inch DensDeck, or Sure-Weld BA
structural concrete SecurShield, ENRGY 3 —_—
DensDeck Prime
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam 1 ver rse insulaiiorr: ) yer(s)
SC-50 33 steel or min. 2,500 psi 1, InsulBase, Note 2 p ) . . 0B500 Sure-Weld / CAV-GRIP IIl AP -45.0*
structural concrete SecurShield, ENRGY 3 4.0ft CoverboRed NP0 2 cRPEnsDeck
’ Prime
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per —base insulaiio’; ) yer(s) Sure-Weld / Aqua Base 120,
SC-51 33 steel or min. 2,500 psi . . Note 2 P ) . . 0OB500 CAV-GRIP Il AP, LVOC BA or -45.0*
InsulBase, SecurShield 3.2 ft Coverboard: Min. 0.25-inch SECUROCK
structural concrete S8y - Sure-Weld BA
Gypsum-Fiber Roof Board
. Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade . . b insulati Sure-Weld / Aqua Base 120,
SC.52 33 steel or min. 2.500 psi Min. 2-inch InsulBase, 1 per ase insulation ] ) .
.2, psi . Note 2 2 . . OB500 CAV-GRIP Il AP, LVOC BA or 45.0
SecurShield 2.7 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete » Sure-Weld BA
Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade . . . (. P ) ver(s) Sure-Weld / Aqua Base 120,
) ) Min. 2-inch InsulBase, 1 per base insulation
SC-53 33 steel or min. 2,500 psi . Note 2 ) ) ) 0B500 CAV-GRIP IIl AP, LVOC BA or -60.0
SecurShield 1.6 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete _—— Sure-Weld BA
Gypsum-Fiber Roof Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 0.5-inch
Min. 22 ga., type B, Grade . Sure-Weld FleeceBACK /
DensD 1 BB
SC-54 33 steel or min. 2,500 psi m?:sz %C_:(nfc‘ﬂlowe‘j BY | Note 2 5 ;’?trz Min. 1.5-inch Insulam (OSB) 2'_?:31'2'?\)“ (RIBBON, | 1o ible FAST o Flexible FAST | -37.5*
structural concrete | ' o DT (RIBBON, 6-inch o.c.)
Insulfoam VIII
One or more layers
in. 1.5-i Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade :\:;:H;laiemg; N or HP- 1 per base insulaiioi ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-55 33 steel or min. 2,500 psi @ Note 2 P N . . Flexible FAST DT Flexible FAST or Flexible FAST | -37.5*
structural concrete W, Securshield, 20ft Coverboard: Min. 0.25-inch DensDeck (RIBBON) DT (RIBBON, 12-inch o.c.)
ENRGY 3, or AC Foam Prime ’ o
I

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)

Revision 39: 06/16/2026
Appendix 1, Page 27 of 126



TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type BB ttac Type ac (Note 15) (psf)
yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
Min. 22 ga., type B, Grade Min. 0.5-inch 1 ver Min. 1.5-inch Kingspan GreenGuard Sure-Weld FleeceBACK /
SC-56 33 steel or min. 2,500 psi DensDeck or Note 2 2 gftz Extruded Polystyrene followed by min. Flexible FAST (RIBBON) | Flexible FAST or Flexible FAST | -37.5*
structural concrete DensDeck Prime ' 0.25-inch DensDeck Prime DT (RIBBON, 12-inch o.c.)
One or more layers
. Min. 1.5-inch .
Min. 22 ga., type B, Grade InsulBase. HP-N or HP- 1 per Flexible FAST or Sure-Weld FleeceBACK /
SC-57 33 steel or min. 2,500 psi W SecurS,hieId Note 2 5 (’;ftz Additional layers of base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete EI\iRGY 3 or AC' Foam ' (RIBBON) DT (RIBBON, 12-inch o.c.)
1]
Min. 22 ga., type B, Grade Min. 1.5-inch 1 ver Min. 1.5-inch additional layers of base Flexible FAST or Sure-Weld FleeceBACK /
SC-58 33 steel or min. 2,500 psi Insu.IBa.lse Securshield Note 2 3 prt2 insulation or min. 2-inch SecurShield HD Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! ' Composite (RIBBON) DT (RIBBON, 12-inch o.c.)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Min. 1-inch additional layers of base Flexible FAST or Sure-Weld FleeceBACK /
SC-59 33 steel or min. 2,500 psi SeCLJrShieId " | Note2 4 (’;ftz insulation or min. 2-inch SecurShield HD Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' Composite (RIBBON) DT (RIBBON, 12-inch o.c.)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Maiioz ) yer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-60 33 steel or min. 2,500 psi Insu'IB;;se SecurShield Note 2 3 ;ftz 4 board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! ’ P:)i\rl:eﬂ. in. 9.2>-Inch Densbec (RIBBON) DT (RIBBON, 12-inch o.c.)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Maiio?\ ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-61 33 steel or min. 2,500 psi SECL;I’ShieM ’ Note 2 4 (F)thz C board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST -45.0*
structural concrete ' P?ﬁeﬂl in. ©.£5-inch bensbec (RIBBON) DT (RIBBON, 12-inch o.c.)
i
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. Min. 0.5-inch Sure-Weld FleeceBACK /
Min. 22 ga., type B, Grade . .
) ) DensDeck followed by 1 per ) ) Flexible FAST (RIBBON, | AquaBase 120 or Flexible
- .2 Note 2 . 1.5- -37.5*
e G z’ta’rj:j:;rc';']zret’zoo PSU | min. 2.0-inch "R 2.7f2 | Min. 1.5-inch Insulam (OSB) 6-inch o.c.) FAST or Flexible FAST DT 375
Insulfoam VIII (FULL)
Min. 0.5-inch
Min. 22 ga., type B, Grade . Sure-Weld FleeceBACK /
DensD 1 Fl le FAST (RIBBON
SC-63 33 steel or min. 2,500 psi m?:sz %c_!(nfcﬂlowed by Note 2 5 g?trz Min. 2.0-inch Insulfoam HD Composite 6—?;(::':;1?) c )S ( ON, Flexible FAST or Flexible FAST | -45.0*
structural concrete w ' o DT (FULL)
Insulfoam VIII
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Maiio?\ ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-64 33 steel or min. 2,500 psi "\ R Note 2 P ) . . Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
InsulBase, SecurShield 3.2 ft Coverboard: Min 0.25-inch SECUROCK .
structural concrete - (RIBBON, 6-inch o.c.) DT (FULL).
Gypsum-Fiber Roof Board
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

S P Base Insulation Layer Top Insulation Layer(s) . e
stem ec oof Cover
yNo. (Note 1) Type Fastener Attach Type Attach (Note 15) (psf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
Min. 22 ga., type B, Grade Min. 1.5-inch 1 ver Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-65 33 steel or min. 2,500 psi Insu.IBése securShield | Nte2 3 2pft2 base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! ' Coverboard: Min. 1.0-inch base insulation (RIBBON) DT (FULL)
. Insulation: (Optional) Additional layer(s) \
SC-66 ?':/;I:tj; i?"nf?lnpezzo%ragf Min. 1.5-inch Note 2 1 per base insulation E:Zz:s:z Eﬁi (I;EI' Sure-Weld FleeceBACK / 45.0%
T P InsulBase, SecurShield 3.2ft? Coverboard: Min. 0.25-inch DensDeck or Flexible FAST (FULL) ’
structural concrete — (RIBBON)
DensDeck Prime
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Maiio‘; ) yer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-67 33 steel or min. 2,500 psi Insu'IBése SecurShield Note 2 3 ;'ftz B boafd: Min. 0.25-inch DefisDeck Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! ' M‘ "SR (RIBBON) DT (FULL)
Prime
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-68 33 steel or min. 2,500 psi Insu.IBése SecurShield | Note 2 ) 7pft2 Coverboard: Min. 0.25-inch DEXcell FA Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! ' Glass Mat Roof Board or min. 0.4375-inch | (RIBBON) DT (FULL) or HydroBond WB
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade Min. 2.0-inch 1 o8 Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-69 33 steel or min. 2,500 psi Insu'IB;;se SecurShield Note 2 ) (;)ftz base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ! \ Coverboard: Min. 1.0-inch base insulation (RIBBON) DT (FULL)
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., type B, Grade Min. 2.0-inch 1 ver c board: Min. 0.25-inch DensDeck Flexible FAST or Sure-Weld FleeceBACK /
SC-70 33 steel or min. 2,500 psi |- . Note 2 per | Loverboard: Min. 0.2--inch Densec Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
InsulBase, SecurShield 4.0 ft Prime or DEXcell FA Glass Mat Roof
structural concrete ) R (RIBBON) DT (FULL)
Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per base insulaiioi ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-71 33 steel or min. 2,500 psi Insu.IBz;se sectfShield Insulation Fastening Plate ; (,):‘ftz c board: Min. 1-inch InsulB Flexible FAST DT Flexible FAST or Flexible FAST -45.0
structural concrete ’ Concrete: Note 2 : ~overpoarg: Min. L-inch Insulbase, (RIBBON) DT (FULL) or HydroBond WB
SecurShield
. ) Insulation: (Optional) Additional layer(s) X
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per bas_e insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-72 33 steel or min. 2,500 psi SeCL;rShieId " | Insulation Fastening Plate 2 (’))ftz c board: Min. 0.5-inch InsulB Flexible FAST DT Flexible FAST or Flexible FAST -52.5
structural concrete Concrete: Note 2 ' %' in. 9.>-Inch Insulbase, (RIBBON, 6-inch o.c.) DT (FULL) or HydroBond WB
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

S P Base Insulation Layer Top Insulation Layer(s) . e
stem ec oof Cover
yNo. (Note 1) Type kastener Attach Type Attach (Note 15) sf
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-73 33 steel or min. 2,500 psi Insu.IBése Securshield Insulation Fastening Plate 5 gftz Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST -60.0
structural concrete ! Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (RIBBON) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per base insulaiioz ) ver(s) Sure-Weld FleeceBACK /
SC-74 33 steel or min. 2,500 psi Insu'IBése securshield Insulation Fastening Plate N (’;ftz c board: Min. 0.5-inch DEXcell FA Flexible FAST (RIBBON) | Flexible FAST or Flexible FAST -60.0
structural concrete ! Concrete: Note 2 ' ~overooare: Min. £.>-Inc ce DT (FULL) or HydroBond WB
Glass Mat Roof Board
. ) Insulation: (Optional) Additional layer(s) R
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per bas—e insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-75 33 steel or min. 2,500 psi Insu.IBése securshield Insulation Fastening Plate 5 gftz c boal: MIRe0.5-irBh SECUROCK Flexible FAST DT Flexible FAST or Flexible FAST -60.0
structural concrete ’ Concrete: Note 2 ‘ ~overboard: Min. U.>-Inc (RIBBON) DT (FULL)
Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-76 33 steel or min. 2,500 psi SeCL;rShieId ’ | Insulation Fastening Plate ) (?ftl Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -67.5
structural concrete Concrete: Note 2 \ Prime, SecurShield HD, SecurShield HD (RIBBON, 6-inch o.c.) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
) ) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade |\ o ) |nuiBase, | Steel: InsulFast with 1per | baseinsulation Flexible FAST (RIBBON, | >Ure-Weld FleeceBACK/
SC-77 33 steel or min. 2,500 psi SecurShield Insulation Fastening Plate 16f2 | c board: Min. 0.5-inch DEXcell FA 6-inch o.c.) Flexible FAST or Flexible FAST -67.5
structural concrete Concrete: Note 2 ' Soverboard: Min. £.>-Inc ce - DT (FULL) or HydroBond WB
Glass Mat Roof Board
. ) Insulation: (Optional) Additional layer(s) X
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per bas_e insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-78 33 steel or min. 2,500 psi SeCL;rShieId ’ | Insulation Fastening Plate 1 E’i)ftz c board: Min. 0.5-inch SECUROCK Flexible FAST DT Flexible FAST or Flexible FAST -67.5
structural concrete Concrete: Note 2 ' ~overboard oar. F Min. ©.5-inc (RIBBON, 6-inch o.c.) DT (FULL)
Gypsum-Fiber Roof Board
. ) Insulation: (Optional) Additional layer(s) i
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-79 33 steel or min. 2,500 psi Secu.rShieId ’ Insulation Fastening Plate 1 gftz c board: Min. L-inch InsulB Flexible FAST DT Flexible FAST or Flexible FAST -75.0
structural concrete Concrete: Note 2 ' M' in. 1-inch Insulbase, (RIBBON, 6-inch o.c.) DT (FULL) or HydroBond WB
SecurShield
Min. 22 ga., type B, Grade . ; . . . . - Flexible FAST or Sure-Weld FleeceBACK /
SC-80 33 steel or min. 2,500 psi m;:l I;lz;]iemg:curshiel g | Note2 11(:’:2 y::c;ge'c”ucrzr:aeslz :‘;”(':Zt;?”ozirt’e“'“'m“m Flexible FAST DT Flexible FAST or Flexible FAST | -82.5
structural concrete ! ' P (RIBBON, 6-inch o.c.) DT (FULL)
) ) Insulation: (Optional) Additional layer(s) R
Min. 22 ga., type B, Grade Min. 1.5-inch Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-81 33 steel or min. 2,500 psi Insu.IBése SecurShield Insulation Fastening Plate 1 ?F,thz c board: Min. 0.5-inch S Shield Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete ! Concrete: Note 2 ' ~overpoard . 'n. U.o-inch >ecursnie (FULL) DT (FULL) or HydroBond WB
HD, SecurShield HD Plus or EcoStorm VSH
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

S P Base Insulation Layer Top Insulation Layer(s) . e
stem ec oof Cover
yNo. (Note 1) Type kastener Attach Type Attach (Note 15) sf
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per Maiioi ) yer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-82 33 steel or min. 2,500 psi SeCL;rShie|d ’ Insulation Fastening Plate 1 (’))ftz B board: Min. 1-inch InsulB Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete Concrete: Note 2 ' ~overpoare qar : Min. 2-inch InsufBase, (FULL) DT (FULL) or HydroBond WB
SecurShield
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 ver base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-83 33 steel or min. 2,500 psi SeCL;rShieId ! Insulation Fastening Plate 1 (‘))ftz Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (FULL) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: {Optional) Additional layer(s) Sure-Weld FleeceBACK /
. -, ) in. 24 - ! base insulation : ; i
Sc-84 33 steel or min. 2,500 psi gﬂelcnurzsr:?;z InsulBase, | | \lation Fastening Plate 118‘;{2 caerbo N 000 5 SEsccell FA Flexible FAST (FULL) Flexible FAST or Flexible FAST | -82.5
structural concrete Concrete: Note 2 ' ~overoard: Min. £.o-Inc ce DT (FULL) or HydroBond WB
Glass Mat Roof Board
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per Maiio‘; ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-85 33 steel or min. 2,500 psi SeCL;rShieId ’ Insulation Fastening Plate " (‘))ftz 2 boR& Min. 0.5-inch SECUROCK Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete Concrete: Note 2 ' ~overboard oar. p vin. L.o-inc (FULL) DT (FULL)
Gypsum-Fiber Roof Board
) ) Insulation: (Optional) Additional layer(s) X
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per —base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-86 80 steel or min. 2,500 psi SeCL;rShie|d ’ Insulation Fastening Plate 1 3pftz e board: Min. 0.5-inch S Shield Flexible FAST DT Flexible FAST or Flexible FAST -90.0
structural concrete Concrete: Note 2 ' M', in. 9.>-inch Securshie (FULL) DT (FULL) or HydroBond WB
HD, SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-87 80 steel or min. 2,500 psi SectjrShieId ’ Insulation Fastening Plate 1 (,):‘ftz Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -112.5
structural concrete Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (FULL) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld FleeceBACK /
. N ! in. 2-i N . : base insulation
sc-88 80 steel or min. 2,500 psi ?e':urzsr']:';z InsulBase, | | lation Fastening Plate 11 g 'fstrz Covarbonrd: Min. 0.5-inch DEXcell FA Flexible FAST (FULL) Flexible FAST or Flexible FAST | -112.5
structural concrete Concrete: Note 2 ' ~overboarg: Min. £.o-Inc ce DT (FULL) or HydroBond WB
Glass Mat Roof Board
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per Maiioi ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-89 80 steel or min. 2,500 psi SeCL;rShieId ! Insulation Fastening Plate 1 (,):‘ftz c board: Min. 0.5-inch SECUROCK Flexible FAST DT Flexible FAST or Flexible FAST | -112.5
structural concrete Concrete: Note 2 : ~overboard: Min. U.>-Inc (FULL) DT (FULL)
Gypsum-Fiber Roof Board
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TABLE 2B: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck P prem— e Roof Cover MDP
No. (Note 1) Type BB ttac Type ac (Note 15) (psf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Steel: InsulFast with 1 per base insulaiioi ) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-90 80 steel or min. 2,500 psi SeCL;rShieId ’ Insulation Fastening Plate 1 (’))ftz c board: Min. 1-inch InsulB Flexible FAST DT Flexible FAST or Flexible FAST | -135.0
structural concrete Concrete: Note 2 ' M' in. 1-inch InsulBase, (FULL) DT (FULL) or HydroBond WB
SecurShield
SURE-WELD FLEECEBACK RL APPLICATIONS:
Steel: InsulFast with : : s
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch Insulation Fastening Plate 1 per mm(:ioz ) ver(s) Flexible FAST FULL or
SC-91 33 steel or min. 2,500 psi . . or SecurFast Insulation P ) . 5 . SPLATTER or Flexible Sure-Weld FleeceBACK RL -45.0*
structural concrete InsulBase, SecurShield Fastening Plate 2.0 ft Coverboard: Min. 0.5-inch SecurShield HD FAST DT (FULL)
. RL
Concrete: Note 2
Steel: InsulFast with - : e
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch Insulation Fastening Plate 1 per base insulaiio‘; ) ver(s) Flexible FAST or
SC-92 33 steel or min. 2,500 psi . . or SecurFast Insulation p ) . . . Flexible FAST DT Sure-Weld FleeceBACK RL -52.5
structural concrete InsulBase, SecurShield Fastening Plate 1.8 ft Coverboard: Min. 0.5-inch SecurShield HD (FULL)
. RL
Concrete: Note 2
Steel: InsulFast with - . -
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade . . Insulation Fastening Plate - (. P ) ver(s) Flexible FAST or
) . Min. 1.5-inch . 1 per base insulation A
SC-93 33 steel or min. 2,500 psi . or SecurFast Insulation ) . i . Flexible FAST DT Sure-Weld FleeceBACK RL -82.5
structural concrete InsulBase, SecurShield Fastening Plate 1.3 ft Coverboard: Min. 0.5-inch SecurShield HD (FULL)
. RL
Concrete: Note 2
Steel: InsulFast with TR : e
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch Insulation Fastening Plate 1 per base insulaiioi ) ver(s) Flexible FAST or
SC-94 33 steel or min. 2,500 psi InsuiBz;se securShield or SecurFast Insulation 1 (?ftz c board: Min. 0.5-inch S shield HD Flexible FAST DT Sure-Weld FleeceBACK RL -112.5
structural concrete ! Fastening Plate j ~overboard: Min. 9.o-inch securshie (FULL)
Concrete: Note 2 RL

TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15
System Deck p— . MDP
No. (Note 1) BRI Attac (psf)
Type (Note 2, Note 11) — Type Attach (Notes 6,7,8) Base Ply Top Ply
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
SureMB 90 Base,
. . -, SureMB 90 Poly Sure-Weld
. i Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch f;:j:étl?;:lp:'::;te:’;;h 1 per insulation (Op ) yer(s) Flexible FAST or Base or SureMB FleeceBACK / Flexible
SC-95 33 steel or min. 2,500 psi InsulBase, | € p ) . . . Flexible FAST DT 120 Poly Base / US | FAST or Flexible FAST | -45.0*
\ Plate 4.0 ft Coverboard: Min. 0.5-inch DensDeck Prime or .
structural concrete SecurShield | . Note 2 P —— . (RIBBON) Ply Duraflex 901 DT (RIBBON, 12-inch
oncrete: Note SECUROCK Gypsum-Fiber Roof Board )
Premium SBS o.c.)
Modified Adhesive
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck = h MDP
No. (Note 1) Type astener Attac Type Attach (Notes 6,7,8) Base PI Top PI (psf)
w (Note2, Note 11) | (Note17) L ch (Notes v pPly
Steel: InsulFast with Insulation: (Optional) Additional layer(s) base Sure-Weld
Min. 22 ga., type B, Grade Min. 2-inch Insulz;tion Fastenin 1 per insulation Flexible FAST or SureMB 90TG or FleeceBACK / Flexible
SC-96 33 steel or min. 2,500 psi InsulBase, | € P 2 . X . Flexible FAST DT 120TG / torch- FAST or Flexible FAST | -45.0*
structural concrete SecurShield Plate 401t Coverboard: Min. 0.5-inch DensDeck Prime og (RIBBON) applied DT (RIBBON, 12-inch
Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board PP o) !
. . . Sure-Weld
. i Insulation: (Optional) Additional layer(s) base i
Min. 22 ga., type B, Grade Min. 2-inch |Sr:sejllz;tlinos:ll='::sstte\:1/i|:h 1 per —insulation (Op ) yer(s) E:Zz:z:z Eﬁi g;_ SureMB 90TG or FleeceBACK / Flexible
SC-97 33 steel or min. 2,500 psi InsulBase, | € p 2 . X . ) 120TG / torch- FAST or Flexible FAST -75.0
: Plate 1.6 ft Coverboard: Min. 0.5-inch DensDeck Prime or | (RIBBON, 6-inch . .
structural concrete SecurShield ¢ . Note 2 e e—— . applied DT (RIBBON, 6-inch
oncrete: Note SECUROCK Gypsum-Fiber Roof Board o.c.) o)
SURE-WELD AFX MEMBRANE APPLICATIONS:
. ; Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch | Steek lr‘SUIFaSt W,'th 7.nsu 2 !on (Optional) itional layer(s) base SureMB 90TG or
K . Insulation Fastening 1 per insulation Sure-Weld AFX /
SC-98 33 steel or min. 2,500 psi InsulBase, | 2 . . . Hot asphalt 120TG / torch- -45.0*
structural concrete SecurShield Plate 4.0 ft Coverboard: Min. 0.25-inch DensDeck Prime applied C-MCA or hot asphalt
Concrete: Note 2 or SECUROCK Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch 1 per —insulation (Op ) ver(s) SureMB 90TG or Sure-Weld AFX
SC-99 33 steel or min. 2,500 psi InsulBase, Note 2 P R . . . Hot asphalt 120TG / torch- C-MCA or hot -60.0
. 1.6 ft Coverboard: Min. 0.25-inch DensDeck Prime .
structural concrete SecurShield > - . applied asphalt
or SECUROCK Gypsum-Fiber Roof Board
; . : Steel: InsulFast with : " - R
. . . 2- Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grad.e Min. 2-inch Insulation Fastening 1 per ' i (Opti ) iti yer(s) Flex!ble FAST or SureMB 90TG or Sure-Weld AEX
SC-100 33 steel or min. 2,500 psi InsulBase, Plate 40f2 insulation Flexible FAST DT 120TG / torch- C-MCA or hot asphalt -45.0*
structural concrete SecurShield Concrete: Note 2 ’ Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) applied orhotaspha
Min. 1.5- . . .
Min. 22 ga., type B, Grade in:; 5 Moer Insulation: (Optional) Additional layer(s) base Flexible FAST or SureMB 90TG or Sure-Weld AFX
SC-101 33 steel or min. 2,500 psi InsulBase Note 2 3 ;ftz insulation Flexible FAST DT 120TG / torch- C-MCA or hot asphalt -45.0*
structural concrete ! ’ Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) applied orhotaspha
SecurShield =eead
Min. 22 ga., type B, Grade Min. 2-inch ISteellzthUIFFastt W_ith Y ver Insulation: (Optional) Additional layer(s) base SureMB 90TG or Sure-Weld AFX /
nsulation Fastenin . .
SC-102 33 steel or min. 2,500 psi InsulBase, Plate E 4 gﬂz insulation OB500 120TG / torch- C-MCA or hot -45.0*
structural concrete SecurShield | /- cte: Note 2 ’ Coverboard: Min. 0.25-inch DensDeck Prime applied asphalt
Min. 22 ga., type B, Grad.e :\::; - 1 per !nsulat.ion: (Optional) Additional layer(s) base SureMB 90TG or Sure-Weld AFX /
SC-103 33 steel or min. 2,500 psi Note 2 ) insulation 0OB500 120TG / torch- -45.0*
InsulBase, 2.0ft . . . . C-MCA or hot asphalt
structural concrete SecurShield Coverboard: Min. 0.25-inch DensDeck Prime applied
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck = J— MDP
No. Note 1 BRI ttac sf
(Note 1) Type (Note 2, Note 12} Net 17 Type Attach (Notes 6,7,8) Base Ply Top Ply
Insulation: (Optional) Additional | b

Min. 22 ga., type B, Grade Min. 2-inch 1 per m (Optional) itional layer(s) base SureMB 90TG or Sure-Weld AFX /

SC-104 33 steel or min. 2,500 psi InsulBase, Note 2 p ) . . . 0OB500, 6-inch o.c. 120TG / torch- -60.0
. 1.6 ft Coverboard: Min. 0.25-inch DensDeck Prime . C-MCA or hot asphalt
structural concrete SecurShield T ) applied
or SECUROCK Gypsum-Fiber Roof Board
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER
Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck p— e Primer R e o Roof Cover MDP
No. (Note 1) asten (L ac ac (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Type (Notes 6,7,8)

SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:

. Min. O.S-de . ) Insulation: (Optional) Additional .

Min. 22 DensDeck Prime . Min. 1.5- Flexible FAST | =, . . Flexible FAST | Sure-Weld /
R . CAV- VapAir Seal X . layer(s) base insulation X

SC-105 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self- inch or Flexible c board: Min. 0.25-inch or Flexible CAV-GRIP IIl AP, -45.0*
Grade33 | SECUROCK 202 | 0L InsulBase, | FASTDT —D""erD Oirp'- n: 'SE(EISI;:OCK FAST DT LVOC BA or :
steel Gypsum-Fiber 3 SecurShield | (RIBBON) ensbec i rime or (RIBBON) Sure-Weld BA

Gypsum-Fiber Roof Board
Roof Board
Min. 22 InsulFast with SureMB 90TG Min. 1.5- Flexible FAST Flexible FAST | Sure-Weld /

SC-106 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch or Flexible (Optional) Additional layers base | or Flexible CAV-GRIP 11l AP -45.0*
Grade 33 DensDeck Prime Fastening Plate 4.0 ft2 120TG, torch- InsulBase, FAST DT insulation FAST DT or Sure-Weld ’
steel g applied SecurShield | (RIBBON) (RIBBON) BA

Min. 0.5-inch
Min. 22 DensDeck Prime . Min. 1.5- Sure-Weld /
R . CAV- VapAir Seal . . . - .

SC-107 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self- inch Flexible FAST | (Optional) Additional layers base | Flexible FAST | CAV-GRIP Il AP, 525
Grade 33 SECUROCK 2.0 ft2 Primer adheri’n InsulBase, (RIBBON) insulation (RIBBON) LVOC BA or ’
steel Gypsum-Fiber s SecurShield Sure-Weld BA

Roof Board
Min. 22 nsulraset SureMB 90TG | Min. 1.5- Z'f:l':)'(?brﬂ Flexible FAST | Sure-Weld /

$C-108 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT (Optional) Additional layer(s) or Flexible CAV-GRIP Il AP, 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- base insulation FAST DT LVOCBA or :
steel g applied SecurShield | . ; (RIBBON) Sure-Weld BA

inch o.c.)
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck . . Roof Cover MDP
No. (Note 1) e Fasten Attach Primer Vapor Barrier e Attach e Attach (Note 15) of
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) yp (Notes 6,7,8)
Insulation: (Optional) Additional
i layer(s) base insulation
Min. 22 InsulFast with SureMB 90TG Min. 1.5- Elre:;:)l(?bT:ST Coverboard: Min. 0.25-inch Flexible FAST | Sure-Weld /

sc-109 | 82 type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT DensDeck Prime or SECUROCK or Flexible CAV-GRIP IIl AP, 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- Gypsum-Fiber Roof Board or FAST DT LVOC BA or :
steel g applied SecurShield inch o.c )' min. 0.5-inch SecurShield HD, (RIBBON) Sure-Weld BA

h SecurShield HD Plus or
EcoStorm VSH

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):

Min. 0.5-inch (Optional) Sure-Weld
Min. 22 DensDeck Prime CAV VapAir Seal Mirr’w 15 Flexible FAST | Insulation: (Optional) Additional | Flexible FAST | FleeceBACK /

sc-110 | 83 type B, | or min. 0.625-inch Note 2 1 per GRIP 72F53TR self inch. ’ or Flexible layer(s) base insulation or Flexible Flexible FAST or 45.0%
Grade 33 SECUROCK 2.0 ft2 Primer adheri,n InsulBase FAST DT Coverboard: Min. 2-inch FAST DT Flexible FAST '
steel Gypsum-Fiber g 2 (RIBBON) SecurShield HD Composite (RIBBON) DT (RIBBON,

SecurShield )
Roof Board 12-inch o.c.)
) Min. 0.5—|nch ) ) Insulation: (Optional) Additional ) Sure-Weld
Min. 22 DensDeck Prime . Min. 1.5- Flexible FAST | =, . . Flexible FAST | FleeceBACK /
ga., type B or min. 0.625-inch 1 per CAV- vVaair Xy inch or Flexible layer(s) base insulation or Flexible Flexible FAST or
. . , . 0. 3 ARG . ~ *

SCHL Grade33 | SECUROCK Note 2 2.0 ft2 S::r':er Zjiz:n & InsulBase, | FAST DT 7E°V6’Db°akrg' Min. O'SZECS;?)CK FAST DT Flexible FAST 4.0

steel Gypsum-Fiber & SecurShield | (RIBBON) ensbeck Frime or (RIBBON) DT (RIBBON, 6-
Gypsum-Fiber Roof Board .
Roof Board incho.c.)

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):

Min. 0.5-inch . . "
Insulation: (Optional) Additional i -
Min. 22 DensDeck Prime R Min. 1.5- Flexible FAST Insulation; { .p I .) ” FIeX|bI§ FAST | Sure-Weld
a., type B or min. 0.625-inch 1 per CAV- UgpAir Seal inch or Flexible layer(s) base insulation or Flexible FleeceBACK /

SC-112 ga., ! L Note 2 ) GRIP 725TR, self- Coverboard: Min. 0.5-inch FAST DT Flexible FAST or | -45.0*

Grade 33 SECUROCK 2.0 ft . X InsulBase, FAST DT — . .
. Primer adhering ) SecurShield HD, SecurShield HD | (RIBBON, 6- Flexible FAST
steel Gypsum-Fiber SecurShield | (RIBBON) )
Roof Board Plus or EcoStorm VSH inch o.c.) DT (FULL)
Sure-Weld
Min. 22 InsulFast with SureMB 90TG Min. 1.5- Flexible FAST Flexible FAST | FleeceBACK /

SC-113 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch or Flexible (Optional) Additional layers base | or Flexible Flexible FAST or 45,0
Grade 33 DensDeck Prime Fastening Plate 4.0 ft2 120TG, torch- InsulBase, FAST DT insulation FAST DT Flexible FAST ’
steel g applied SecurShield | (RIBBON) (RIBBON) DT (FULL) or

HydroBond WB
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck . . Roof Cover MDP
No. (Note 1) Tvpe Fasten Attach Primer Vapor Barrier e Attach e Attach (Note 15) of
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) yp (Notes 6,7,8)
. Min. 0.5—|nch . Insulation: (Optional) Additional Sure-Weld
Min. 22 DensDeck Prime . Min. 1.5- vy _ .
R . CAV- VapAir Seal X . layer(s) base insulation . FleeceBACK /
sC-114 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self- inch Flexible FAST c board: Min. 035-inch Flexible FAST Flexible FAST or 525
Grade33 | SECUROCK 2.0 ft2 ; q InsulBase, | (RIBBON) ~overboard: Min. 9.£5-inc (RIBBON) ; :
X Primer adhering . DensDeck Prime or SECUROCK Flexible FAST
steel Gypsum-Fiber SecurShield .
Roof Board Gypsum-Fiber Roof Board DT (FULL)
Sure-Weld
Flexible FAST
Min. 22 sulFast with SureMB90TG | Min. 1.5- olre:II:)l(iebIe S Flexible FAST | FleeceBACK /

SC-115 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT (Optional) Additional layer(s) or Flexible Flexible FAST or 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6 base insulation FAST DT Flexible FAST ’
steel g applied SecurShield inch o.c )' (RIBBON) DT (FULL) or

< HydroBond WB
Insulation: (Optional) Additional
A layer(s) base insulation Sure-Weld
. . Flexible FAST . R .
Min. 22 InsulFast with SureMB 90TG Min. 1.5- or Flexible Coverboard: Min. 0.25-inch Flexible FAST | FleeceBACK /

sc116 | 8 type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT DensDeck Prime or SECUROCK or Flexible Flexible FAST or 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- Gypsum-Fiber Roof Board or FAST DT Flexible FAST :
steel g applied SecurShield inch o.c )’ min. 0.5-inch SecurShield HD, (RIBBON) DT (FULL) or

o SecurShield HD Plus or HydroBond WB
EcoStorm VSH

SURE-WELD FLEECEBACK RL APPLICATIONS:

Min. 22 InsulFast with QMR OTe Min. 1.5- f)lreI):(Ilz‘)l((iebll:-:?sT

ga., type B, | Min. 0.5-inch . 1 per or SureMB inch Sure-Weld

= D -67.
S Grade 33 DensDeck Prime Insulat.lon 1.6 ft? N 120TG, torch- InsulBase FAST DT None N/A FleeceBACK RL 67.5
Fastening Plate X (RIBBON, 6-
steel applied RL .
inch o.c.)
i Insulation: (Optional) Additional
Min. 22 , SureMB9OTG | Min,15- | Flexible FAST | Insulation: (Optional) Flexible FAST
. R InsulFast with X or Flexible layer(s) base insulation -
SC-118 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT c board: Min. 0.5-inch or Flexible Sure-Weld 675
Grade 33 DensDeck Prime . 1.6 ft? 120TG, torch- InsulBase, M' mn. 0. —|n.c FAST DT FleeceBACK RL :
Fastening Plate . ) (RIBBON, 6- SecurShield HD RL or min. 1.5-
steel applied SecurShield | . : (RIBBON)
inch o.c.) inch InsulBase RL
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation
5C-119 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | or min. 0.375-inch DensDeck Fastening Plate 31 Zp:ftrz z‘r‘;eu:';/evlje/l dCBAX GRIPIILAP, LVOCBA | 30 o
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
R 1 -Wel AV-GRIP 11l AP, LVOC BA
SC-120 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 5 ;?trz Zl:rseure-eV\(lje/IchA G ,Lvoc -30.0*
structural concrete ProFast Prime Concrete: Note 2 .
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grad.e Min. 1.5-inch InsulBase, SecurShield, Min. 0'5.-mCh securshield HD, Fastening Plate 1 per Sure-Weld / CAV-GRIP Il AP or Sure- "
SC-121 33 steel or min. 2,500 psi loose laid SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 4.0 fi2 Weld BA -30.0
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
g Trufast SIP LD Fast -37.5*
S¢-122 33 steel layers, any combination, loose laid Min. 1.5-inch StormBag rutas astener 3.2 ft? Il AP or Sure-Weld BA 375
Min. 22 ga, type B, Grade (Optional) One or more layers, an Min. 1-inch ACFoam Il or ENRGY 1 per Sure-Weld / Aqua Base 120 or Sure-
sC-123 33 steel or min. 2,500 psi ptional) re layers, any : Note 2 P q -37.5+
combination, loose laid 3 1.6 ft? Weld BA
structural concrete
in. 22 ga. B . . . . N
Min &3 type ! Gradfe Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK 1 per Sure-Weld / CAV-GRIP Il AP or LVOC
SC-124 33 steel or min. 2,500 psi o . . Note 2 ) -37.5%
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft BA
structural concrete
Min. 22 ga., type B, Grade |\ ). 4 ¢ 1k thick, one or more R O-5-1RQ SyrShield HD, 1per | Sure-Weld / CAV-GRIP il AP, LVOC BA
SC-125 33 steel or min. 2,500 psi R . SecurShield HD Plus or Note 2 ) -37.5*
layers, any combination, loose laid 2.7 ft or Sure-Weld BA
structural concrete EcoStorm VSH
SC-126 ?'\’/::t:; iar”n:iynpezBSIO%ragf Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 375
structural conc.ret'e P layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft? 11l AP, LVOC BA or Sure-Weld BA '
Min. 0.25-inch SECUROCK
Min. 22 ga., t B Min. 0.5-inch thick, i 1
SC-127 in ga., type B, Grade in. 0.5-inc| |<.: . o.ne or more. Ultralight Coated Glass-Mat InsuIFAST Fasten{er with SecurFAST per Sure-Weld / Sure-Weld BA 37.5%
33 steel layers, any combination, loose laid Insulation Fastening Plate 2.7 ft?
Roof Board
Steel: InsulFast with SecurFast
in. 22 ga. B . . . . . i i
Min ga. type ! Gradfe Min. 2-inch thick, one or more layers, Min 0.5-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP x
SC-128 33 steel or min. 2,500 psi binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 532 Il AP. LVOC BA or S Weld BA -37.5
structural concrete any’comujganon, loosgyal ypsum-Fiber Root Boar Concrete Spike (1/4) with SecurFast : ’ orsure-We
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . Steel: InsulFast with Insulation
.0.625- DensDi . 1 - - L B
SC-129 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield M!n 0.625-inch DensDeck Fastening Plate perz Sure-Weld / CAV-GRIP Ill AP, LVOC BA -37.5*
Prime . 5.3 ft or Sure-Weld BA
structural concrete Concrete: Note 2
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
Min. 22 ga., type B, Gradfe Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA
SC-130 33 steel or min. 2,500 psi S . Note 2 ) -45.0*
layers, any combination, loose laid Mat Roof Board 2.7 ft or Sure-Weld BA
structural concrete
. Min. 0.4375-inch DEXcell
SC131 ?'\,/:IJ,I:t:ezl goi.'n:iynpezBs’ocf)ragie Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- Note 2 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA 45.0*
T P layers, any combination, loose laid inch DEXcell FA Glass Mat Roof 4.0 ft2 or Sure-Weld BA '
structural concrete Board
OMG #12 Standard, OMG #14 Heavy
. . . . Min. 0.625-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip
Min. 22 ga. B Min. 1.5-inch thick ! ! ! 1
SC-132 33m Iga » type B, Grade | in. 1.5-inch t lI)C ’ qne olr morle id Ultralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 s ;?rz Sure-Weld / Sure-Weld BA -45.0*
steel ayers, any combination, loose lai Roof Board Roofgrip with OMG 3 in. Galvalume 3ft
Steel Plate
. . . . Min. 0.5-inch SECUROCK .
SC-133 Min. 22 ga., type B, Grade Min. 0.5-inch thl(.ik, qne or more. Ultralight Coated Glass-Mat InsuIFAST Fastengr with SecurFAST 1 per2 Sure-Weld / Sure-Weld BA -45.0%
33 steel layers, any combination, loose laid Roof Board Insulation Fastening Plate 4.0 ft
Steel: InsulFast with SecurFast
Min. 22 ga., t B, Grad i i
n ga. Ype » ora .e Min. 2-inch thick, one or more layers, | Min 0.25-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP "
IS 33 steel or min. 2,500 psi bination, loose laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 3.2ft2 | Il AP, LVOC BA or Sure-Weld BA 45.0
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . : or Sure-We
Insulation Fastening Plate
OMG #12 Standard, OMG #14 Heavy
) . . . Min. 0.25-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip,
Min. 22 ga., t B, Grad Min. 1.5-inch thick ! ! ’ 1
SC-135 | oy B YR e e e Ultralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 L3t | Sure-Weld / sure-Weld BA -45.0*
stee ayers, any combination, loose lal Roof Board Roofgrip with OMG 3 in. Galvalume :
Steel Plate
Min. 0.5-inch SECUROCK
in. 22 ga. B in. 1.5-i i i i i 1
SC-136 Min. 22 ga., type B, Grade Min. 1.5-inch thl(.:k, one g@fiore Ultralight Coated Glass-Mat HP Fastener with Insulation Fastening perz Sure-Weld / Sure-Weld BA 45.0*
33 steel layers, any combination, loose laid Roof Board Plate 3.2 ft
sc137 gﬂa'zt:ezl ii"r;iynpezBs’O%ra‘:f Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK Note s Lper | Sure-Weld / Aqua Base 120, CAV-GRIP | .
o P layers, any combination, loose laid Gypsum-Fiber Roof Board 2.0 ft? 11l AP, LVOC BA or Sure-Weld BA '
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., t B i i
n. 22 ga., type B, Grade |\ 5 neh thick, one or more layers, | Min 0.375-inch SECUROCK Insulation Fastening Plate lper | Sure-Weld /Aqua Base 120, CAV-GRIP .
SC-138 33 steel or min. 2,500 psi binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 4.0 f2 Il AP. LVOC BA or S Weld BA -45.0
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . : or Sure-We
Insulation Fastening Plate
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more M.ln 0.5-|nch DensDeck Prime or | Steel: I'nsuIFast with Insulation 1 per Sure-Weld / CAV-GRIP 11l AP, LVOC BA
SC-139 33 steel or min. 2,500 psi L. . min. 0.375-inch DensDeck Fastening Plate 2 -45.0*
layers, any combination, loose laid R A 4.0 ft or Sure-Weld BA
structural concrete ProFast Prime Concrete: Note 2
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
Min. 22 ga. B . . . . .
$C-140 33”;teel goz: ,n::/npez S’O%ra(:? Min. 1.5-inch thick, one or more Min 0.50-inch SECUROCK Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 45,0
structural conc.ret’e P layers, any combination, loose laid Gypsum-Fiber Roof Board 3.2 ft? Il AP, LVOC BA or Sure-Weld BA '
Steel: InsulFast with SecurFast
Min. 22 g, type B, Grade | i 5 i1 thick, one or more layers, | Min 0.625-inch SECUROCK Insulation Fastefing P g Lper | Sure-Weld /Aqua Base 120, CAV-GRIP
SC-141 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP 2 -45.0*
any combination, loose laid Gypsum-Fiber Roof Board ) - 5.3 ft Il AP, LVOC BA or Sure-Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga. B
sC-142 3?:2teel iz: ’n:;/npez S,O(Zrats:lie Min. 1.5-inch thick, one or more Min 0.625-inch SECUROCK . 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 45,0
structural conc'ret'e P layers, any combination, loose laid Gypsum-Fiber Roof Board 4.0 ft2 Il AP, LVOC BA or Sure-Weld BA '
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
= . 1.5- Trufast SIP LD Fast -45.0*
SC-143 33 steel layers, any combination, loose laid Min. 1.5-inch StormBasg A N astener 2.7 ft? Il AP or Sure-Weld BA 450
Min. 22 ga., type B, Grade . . .
. X Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
- . .1.5- Note 2 -45.0*
SC-144 33 steel or min. 2,500 psi layers, any combination, loose laid Min. 1.5-inch StoffgBase “' 3.6 ft? Il AP or Sure-Weld BA 450
structural concrete
in. 22 ga. B . . .
SC-145 ?'\;/::teel iar ,n:iynpez S,O%rat:ie (Optional) One or more layers, any Min. 1-inch InsulBase, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 45.0%
structural conc.ret'e P combination, loose laid SecurShield 2.0 ft? Il AP, LVOC BA or Sure-Weld BA ’
SC-146 ?'g:t:; i?'.'rrfiynpz%o%ragf (Optional) One or more layers, any Min. 1.5-inch ACFoam II, ENRGY Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 45.0%
T P combination, loose laid 3 2.0 ft? 11l AP or Sure-Weld BA ’
structural concrete
Steel: InsulFast with SecurFast
in. 22 ga. B . . . i i
Min ga. type ! Gradfe (Optional) One or more layers, any Min. 1.5-inch InsulBase, Insulation Fastening Plate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP «
SC-147 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP 2 -45.0
combination, loose laid SecurShield B - 3.2 ft 11l AP, LVOC BA or Sure-Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade | i) One or more layers, any Min. 1.5-inch SecurShield HD 1per | Sure-Weld / CAV-GRIP Ill AP, LVOC BA
SC-148 33 steel or min. 2,500 psi L Y . Note 2 -45.0*
combination, loose laid Composite 2.0 ft? or Sure-Weld BA
structural concrete
in. 22 ga. B . . .
SC-149 ?'\;/::teel iar ,n:iynpez S,O%rat:ie (Optional) One or more layers, any Min. 2.0-inch ACFoam II, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP 45,0
T P combination, loose laid InsulBase, SecurShield, ENRGY 3 4.0 ft2 Il AP or Sure-Weld BA ’
structural concrete
Min. 22 ga., type B, Grade | i) One or more layers, any Min. 2.0-inch SecurShield HD 1per | Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-150 33 steel or min. 2,500 psi - X . Note 2 -45.0*
combination, loose laid Composite 4.0 ft? or Sure-Weld BA
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:ai:' (Note 15) (psf)
l ote !
Steel: InsulFast with SecurFast
Min. 22 ga. B i i
" ga. type ! Gradfe (Optional) One or more layers, any Min. 1.5-inch InsulBase, Insulation Fastening Plate 1 per Sure-Weld / CAV-GRIP Il AP or Sure-
SC-151 40 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N -45.0
combination, loose laid SecurShield ) - 2.0 ft Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with ACCUTRAC
Min. 22 ga, type B, Grade |\, 4 ¢ inch insulBase, Securshield, | M- 0-3-inch Securshield HD, - Fastening Plate 1per | Sure-Weld / CAV-GRIP Ill AP or Sure-
SC-152 33 steel or min. 2,500 psi loose laid SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 292 Weld BA -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC :
Fastening Plate
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more Min. 0'5.-mCh securshield HD, 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-153 33 steel or min. 2,500 psi o X SecurShield HD Plus or Note 2 ) -45.0*
layers, any combination, loose laid 2.0 ft or Sure-Weld BA
structural concrete EcoStorm VSH
c154 | 35 sieelorstrocturl | W, Secaromeld, ENRGY 3 o Atoarn | Min-0-inch Securshield HD. |\ per | Sure-Weld / CAVGRIP Il AP, LVOCBA | o,
concrete " ! ! Plus or EcoStorm VSH 4.0 ft> | orSure-Weld BA '
Min. 22 ga. type B, Grade Min. 0.437%-inch DEXSQ Steel: Carlisle HP-X Fast ith
SC-155 30 s;ceel gm: ner; 2’500 i One or more layers, any Cement Roof Board or min. 0.5- In_fjl—;xtiz:mI;aiten-ingiia:erWI 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA 45.0
T P combination, loose laid inch DEXcell FA Glass Mat Roof . 2.0 ft? or Sure-Weld BA :
structural concrete Concrete: Note 2
Board
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation
. 1 -Weld / CAV-GRIP Il AP, LVOC BA
SC-156 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 g?trz zlrjrseure-eV\‘lje/Id BA G © -52.5
structural concrete ProFast Prime Concrete: Note 2 ’
Min. 22 ga., type B, Grade . .
. R . . . Min. 0.4375-inch DEXcell 1 per Sure-Weld / CAV-GRIP IIl AP or Sure-
- . . 1.5- Note 2 -52.
SC-157 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Cement Roof Board ote 1.8 ft? Weld BA 52.5
structural concrete
Min. 22 ga., type B, Grade . . .
Min. 1.5-inch thick, 1
SC-158 33 steel or min. 2,500 psi in. 1.5-inc K.: ! qne or more. Min. 1.5-inch StormBase Note 2 perz Sure-Weld / Aqua Base 120 -52.5
layers, any combination, loose laid 19ft
structural concrete
Min. 22 ga., t B : i i
" £ds Ype ! Gradg (Optional) One or more layers, any Min. 2-inch InsulBase or Steel: I.nSUIFaSt with Insulation 1 per Sure-Weld / CAV-GRIP 1l AP or Sure-
SC-159 33 steel or min. 2,500 psi - . ) Fastening Plate -60.0
combination, loose laid SecurShield . 2.0 ft? Weld BA
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade (Optional) One or more layers, an Steel: InsulFast with Insulation 1 per
SC-160 33 steel or min. 2,500 psi P . . VETS, any Min. 2-inch SecurShield Fastening Plate p 2 Sure-Weld / LVOC BA -60.0
combination, loose laid A 2.0 ft
structural concrete Concrete: Note 2
Min. 22 ga., t B Min. 1.5-inch | 1B, HP-N or HP-
SC-161 33”;teel goar ‘st:/l:)cetur’aclarade WmSecerSr;cieldnsEuNRaGss‘S or ACoFroam Min. 0.5-inch Securshield HD Note 2 1 per Sure-Weld / CAV-GRIP Ill AP, LVOC BA -60.0
concrete " < ! Plus or EcoStorm VSH 1.8ft2 | orSure-Weld BA ’
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
Min. 22 ga. B . . . Min 0.5-inch DensDeck Pri
n £a. type ! Gradfe Min. 1.5-inch thick, one or more .m 05 |nc. ensbeck Frime or 1 per Sure-Weld / CAV-GRIP Il AP or Sure-
SC-162 33 steel or min. 2,500 psi - ) min. 0.375-inch DensDeck Note 2 ) -60.0
layers, any combination, loose laid R 1.6 ft Weld BA
structural concrete ProFast Prime
Min. 22 ga. type B, Grade Min. 0.4375-inch DEXcell Steel: Carlisle HP-X Fast ith
$C-163 80 s.teel gor.myi[: 5 ’500 i One or more layers, any Cement Roof Board or min. 0.5- InsejlétizrrmIliaesten-ingiTafgerWI 1 per Sure-Weld / CAV-GRIP Ill AP, LVOC BA 60.0
T P combination, loose laid inch DEXcell FA Glass Mat Roof 1.3ft? or Sure-Weld BA :
structural concrete Concrete: Note 2
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK (Qulation\gastening Clate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
SC-164 33 steel or min. 2,500 psi | binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 1.0 f2 Il AP. LVOC BA or S Weld BA -60.0
structural concrete ayers, any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . : or Sure-We
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
SC-165 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate llspfetrz (S)l:;eu:g_evl\?e/ldch GRIPIII AP, LVOC BA -67.5
structural concrete ProFast Prime Concrete: Note 2 ’
OMG #12 Standard, OMG #14 Heavy
. . . . Min. 0.5-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip,
.22 ga. B . 1.5- ! ! ’ 1
SC-166 3!\‘/;|n lga +type B, Grade IMm >-inch th:.k' o'ne olr morle id Ultralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 1 :?rz Sure-Weld / Sure-Weld BA -67.5
steel ayers, any combination, loose lai Roof Board Roofgrip with OMG 3 in. Galvalume 3ft
Steel Plate
Min. 22 ga., type B, Grade . . .
Min. 1.5-inch thick 1 Sure-Weld / CAV-GRIP Ill AP or Sure-
SC-167 33 steel or min. 2,500 psi n inc |c' ! o.ne or more. Min. 1.5-inch StormBase Note 2 perz ure-Weld / oroure -75.0
layers, any combination, loose laid 19ft Weld BA
structural concrete
Min. 22 ga., type B, Grade . . .
. R (Optional) One or more layers, any Min 2.0-inch ACFoam II, 1 per
-1 33 steel . 2,500 Note 2 -Wel -Weld BA -75.
SC-168 steeformin. &, pst combination, loose laid InsulBase, SecurShield, ENRGY 3 ote 1.6 ft? Sure-Weld / Sure-Weld >0
structural concrete
Min. 22 ga., type B, Grade . . .
SC-169 | 33steel or min. 2,500psi | (OPtional) One ormore layers, any | Min 2.0-inch InsulBase, Note 2 LPer | s ire-Weld / CAV-GRIP 11l AP -75.0
combination, loose laid SecurShield 1.6 ft
structural concrete
Min. 22 ga., t B
" £ds Ype ! Grad.e (Optional) One or more layers, any Min. 2.0-inch SecurShield HD 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA
SC-170 33 steel or min. 2,500 psi o ) . Note 2 ) -75.0
combination, loose laid Composite 1.6 ft or Sure-Weld BA
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
. 1 Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-171 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 g?trz ol:rseure-eWe/ld BA -75.0
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., t B
in. 22 ga., type B, Grade |\ 1. 1 & i ch thick, one or more Min 0.5-inch SECUROCK 1per | Sure-Weld/CAV-GRIP lll AP or LVOC
SC-172 33 steel or min. 2,500 psi . ) ) Note 2 ) -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft BA
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
Min. 22 ga., type B, Gradfe Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK 1 per Sure-Weld / CAV-GRIP Il AP or Sure-
SC-173 33 steel or min. 2,500 psi o . R Note 2 ) -82.5
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft Weld BA
structural concrete
Min. 22 ga., type B, Grade . . .
Min. 1.5-inch thick, 1
SC-174 33 steel or min. 2,500 psi N 2.>7Inch thick, one or more Min. 1.5-inch StormBase Note 2 PEr | Sure-Weld / CAV-GRIP Ill AP -82.5
layers, any combination, loose laid 1.0 ft
structural concrete
. . : . Min. 0.5-inch SECUROCK ) . .
SC-175 Min. 22 ga, type B, Grade Min. 1.5-inch th|c.k, oneormore. Ultralight Coated Glass-Mat HP Fastener with Insulation Fastening 1 per2 Sure-Weld / Sure-Weld BA -97.5
80 steel layers, any combination, loose laid Plate 1.0 ft
Roof Board
Min. 22 ga., type B, Grade . . .
Min. 1.5-inch thick, 1
SC-176 33 steel or min. 2,500 psi n inc |c. ! qne or more. Min. 1.5-inch StormBase Note 2 perz Sure-Weld / Sure-Weld BA -97.5
layers, any combination, loose laid 1.0 ft
structural concrete
Min. 2 . B i 1) Min. 1.5-inch thick . .
in. 20 ga, type B, Grade | (Optional) Min. 1.5-inch thick, one or |\ 6 65¢ i ch secUROCK 1per | Sure-Weld / CAV-GRIP il AP or Sure-
SC-177 33 steel or min. 2,500 psi more layers, any combination, loose i Note 2 ) -112.5
R Gypsum-Fiber Roof Board 13 ft Weld BA
structural concrete laid
Min. 18 ga., type B, Grade |\ ). i1 1 thick, one or more layers, | Min. 0.5-inch SECUROCK 1per | Sure-Weld / CAV-GRIP Il AP or Sure-
SC-178 33 steel or min. 2,500 psi . . X Note 2 -112.5
any combination, loose laid Gypsum-Fiber Roof Board 1.3 ft? Weld BA
structural concrete
Sca75 | 3 seelorstucturl | W, Secursheld, ENRGY 3 or Acroarn | Min-0SinchSecurshied KD | per | Sure:Weld/CAV-GRIP Il AP orSure- | )
concrete i ! ! Plus or EcoStorm VSH 1.3ft2 | Weld BA or LVOC BA '
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . . Steel: InsulFast with Insulation
Min. 2-inch hield HD . 1 -Weld / CAV-GRIP Il AP, LVOC BA
SC-180 80 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, Co':q ols?tce greurshield Fastening Plate . ;ftrz f)trjrseure—eV\‘lje/l $BA G ° -1125
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 ’
Min. 22 ga., type B, Grade . . . . . .
. X Min. 1.5-inch thick, one or more Min. 2.0-inch SecurShield HD 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-181 33 steel or min. 2,500 psi o . . Note 2 ) -112.5
layers, any combination, loose laid Composite 1.0 ft or Sure-Weld BA
structural concrete
Min. 22 ga., type B, Grade .
t | | 1 -Weld / CAV-GRIP IIl AP -
sC-182 33 steel ormin. 2,500 psi | (OPtional) One or more layers, any Min 2-inch SecurShield Note 2 per | Sure-Weld / CAV-G orsure- 11500
combination, loose laid 1.0 ft Weld BA
structural concrete
Min. 22 ga., type B, Gradfe Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK 1 per Sure-Weld / CAV-GRIP IIl AP or LVOC
SC-183 33 steel or min. 2,500 psi o . R Note 2 ) -127.5
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0 ft BA
structural concrete
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation
. 1 -Weld / CAV-GRIP Il AP, LVOC BA
SC-184 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield min. 0.375-inch DensDeck Fastening Plate 1 g?trz zlrjrseure-eV\‘lje/Id BA G © -127.5
structural concrete ProFast Prime Concrete: Note 2 :
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) s (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . Steel: InsulFast with Insulation
SC-185 33 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, sMeTurir:?:lZ InsulBase or Fastening Plate 11 ; ?trz \SAL;: d\gl/i'd / CAV-GRIP Il AP or Sure- | ;. ¢
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2 ’
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, Steel: InsulFast with Insulation 1 per
SC-186 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, Min. 2-inch SecurShield Fastening Plate p 2 Sure-Weld / LVOC BA -127.5
X ’ 1.0 ft
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade . . .
sc-187 33 steel or min. 2,500 psi | n- 1:5-inch thick, one or more. Min. 2.0-inch SecurShield Note 2 Lper | Sure-Weld/CAV-GRIPIIIAPorlVOC | 5, ¢
layers, any combination, loose laid 1.0 ft BA
structural concrete
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . . Steel: InsulFast with Insulation
Min. 2.5-inch S Shield HD . 1 Sure-Weld / CAV-GRIP Il AP, LVOC BA
sc-188 80 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, Colr:1 osit'zc ecurshie Fastening Plate . g fetrz ofgeure_eWe/l SBA -150.0
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 :
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ga., type B, Grade . ) . Sure-Weld FleeceBACK / Flexible FAST
5C-189 33 steel or min. 2,500 psi | (OPtional) One or more layers, any Min. 1.5-inch InsulBase, Note 2 1Per | ot Flexible FAST DT (RIBBON, 12-inch | -45.0%
combination, loose laid SecurShield 3.2 ft
structural concrete o.c.)
Min. 22 ga., type B, Grade . . . Sure-Weld FleeceBACK / Flexible FAST
. 2- 1 . .
SC-190 33 steel or min. 2,500 psi (Optlc.mal? One or mo.re layers, any Min ”.]Ch |nsAQaS Note 2 perz or Flexible FAST DT (RIBBON, 12-inch -45.0*
combination, loose laid SecurShield 4.0 ft
structural concrete o.c.)
Min. 22 ga., type B, Grade . . . . Sure-Weld FleeceBACK / Flexible FAST
sC-191 | 33steel or min. 2,500 psi | (OPtional) One ormore layers, any | Min. 2-inch SecurShield HD Note 2 1Per | ¢ Flexible FAST DT (RIBBON, 12-inch | -45.0%
combination, loose laid Composite 4.0 ft
structural concrete o.c.)
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.25-inch DensDeck Prime 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-192 33 steel or min. 2,500 psi t o . or min. 0.375-inch DensDeck Note 2 p ) or Flexible FAST DT (RIBBON, 12-inch -45.0*
layers, any combination, loose laid . 2.0 ft
structural concrete ProFast Prime o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-193 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate P 2 or Flexible FAST DT (FULL) or -30.0*
; 3.2t
structural concrete ProFast Prime Concrete: Note 2 HydroBond WB
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-194 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 5 ??ftz or Flexible FAST DT (FULL) or -30.0*
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate Sure-Weld FleeceBACK / Flexible FAST
Min. 1.5-inch | 1B S Shield 1
5C-195 33 steel or min. 2,500 psi Iocl):e ¥ d'”c NsuIBase, SECUrsIEIS, | securshield HD Plus or Concrete: HD 14-10, CD-10 or HP . é’ftrz or Flexible FAST DT (FULL) or -30.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’ HydroBond WB
Fastening Plate
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Steel: InsulFast with SecurFast
Min. 22 ga. B i i
" g type ! Gradfe Min. 2-inch thick, one or more layers, Min 0.5-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST x
SC-196 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N . -37.5
any combination, loose laid Gypsum-Fiber Roof Board ) - 5.3 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min. 0.5-inch SecurShield HD, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-197 33 steel or min. 2,500 psi Ia e.rs 'an combin,ation loose laid SecurShield HD Plus or Note 2 ) 7pft2 or Flexible FAST DT (FULL) or -37.5*
structural concrete vers, any ! EcoStorm VSH ’ HydroBond WB
Min. 22 ga., type B, Grade . ) . Sure-Weld FleeceBACK / Flexible FAST
SC-198 33 steel or min. 2,500 psi (Optl(?nal? One or mo.re layers, any Min. 2.9 inch InsulBase, . 2 1 per2 or Flexible FAST DT (FULL) or 45,0
combination, loose laid SecurShield 4.0 ft
structural concrete HydroBond WB
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad.e (Optional) One or more layers, any Min. 1.5-inch InsulBase, Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST "
SC-199 33 steel or min. 2,500 psi I . . Concrete: HD 14-10, CD-10 or HP 2 . -45.0
combination, loose laid SecurShield ) - 3.2 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . Insulation Fastening Plate .
Opt 1) O | 1 Sure-Weld FI BACK / Flexible FAST
SC-200 40 steel or min. 2,500 psi (©p |9na ) ne or mo.re ayers, any Min. 1.5-inch InsulBase Concrete: HD 14-10, CD-10 or HP perz ure .e eece / Flexible -45.0
combination, loose laid ) - 2.0 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 1-inch InsulBase, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-201 33 steel or min. 2,500 psi corr;bination loose laid yers, any SecurShield or min. 1.5-inch Note 2 5 (F))ftz or Flexible FAST DT (FULL) or -45.0*
structural concrete ! SecurShield HD Composite ’ HydroBond WB
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 2.0-inch InsulBase, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-202 33 steel or min. 2,500 psi P I . = 2Ny SecurShield or SecurShield HD Note 2 p 2 or Flexible FAST DT (FULL) or -45.0*
combination, loose laid . 4.0 ft
structural concrete Composite HydroBond WB
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-203 33 steel or min. 2,500 psi Ia e.rs 'an combiniation loose laid min. 0.375-inch DensDeck Fastening Plate 4 (';)ftz or Flexible FAST DT (FULL) or -45.0*
structural concrete vers, any / ProFast Prime Concrete: Note 2 ’ HydroBond WB
sC-204 g’;:t:‘; i?_"r;?lnpezioiragf Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 45.0*
o P layers, any combination, loose laid Mat Roof Board 2.7ft> | or Flexible FAST DT (FULL) '
structural concrete
Min. 22 ga. tvpe B, Grade Min. 0.4375-inch DEXcell
$C-205 33 s'teelir”miynp 5 5’00 i Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 45.0%
T P layers, any combination, loose laid inch DEXcell FA Glass Mat Roof 4.0 ft? or Flexible FAST DT (FULL) ’
structural concrete Board
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Steel: InsulFast with SecurFast
Min. 22 ga. B i i
" ga. type ! Gradfe Min. 2-inch thick, one or more layers, | Min 0.25-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST "
SC-206 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N . -45.0
any combination, loose laid Gypsum-Fiber Roof Board ) - 3.2 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad.e Min. 2-inch thick, one or more layers, | Min 0.375-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-207 33 steel or min. 2,500 psi binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 40 fi2 Flexible FAST DT (FULL) -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . or Flexible
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad.e Min. 2-inch thick, one or more layers, | Min 0.625-inch SECUROCK Vo W7 i 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-208 33 steel or min. 2,500 psi . . . Concrete: HD 14-10, CD-10 or HP 2 X -45.0*
any combination, loose laid Gypsum-Fiber Roof Board : - 5.3 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., t B, Grad Min. 1.5-inch | 1B, HP-N or HP-
SC-209 33I :teel ii 'stlylfciu;al e WmSecurISTieldnS:NRzgs'3 or ACoFroam Min. 0.5-inch SeciRgield gy Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST | ¢ .
! ! Plus or EcoStorm VSH 4.0ft2 | or Flexible FAST DT (FULL) '
concrete 1
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate Sure-Weld FleeceBACK / Flexible FAST
Min. 1.5-inch | 1B, hiel 1
SC-210 33 steel or min. 2,500 psi Iocl:;e Iasidmc nsulBase, Securshield, SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 5 ;?trz or Flexible FAST DT (FULL) or -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’ HydroBond WB
Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min. 0.5-inch SecurShield HD, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-211 33 steel or min. 2,500 psi Ia e.rs .an combin,ation loose laid SecurShield HD Plus or Note 2 5 (F))ftz or Flexible FAST DT (FULL) or -45.0*
structural concrete vers, any ! EcoStorm VSH ’ HydroBond WB
Min. 0.4375-inch DEXcell
Min. 22 ga. type B, Grade One or more lavers. an Celrr;ent Rooflrl;coard o:(:nin 0.5- Steel: Carlisle HP-X Fastener with 1 per Sure-Weld FleeceBACK / Flexible FAST
sC-212 80 steel or min. 2,500 psi r more fayers, any . * 92" | |nsulation Fastening Plate PEr | or Flexible FAST DT (FULL) or 45.0
combination, loose laid inch DEXcell FA Glass Mat Roof . 2.0ft
structural concrete Board Concrete: Note 2 HydroBond WB
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-213 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 8pftz or Flexible FAST DT (FULL) or -52.5
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Min. 22 ga., type B, Grade ) ) .
) R . . . Min. 0.4375-inch DEXcell 1 per Sure-Weld FleeceBACK / Flexible FAST
- teel .2 . 1.5- B. Note 2 . -52.
SC-214 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Cement Roof Board ote 1.8 f22 or Flexible FAST DT (FULL) 52.5
structural concrete
Min. 22 ga., type B, Grade . . . Steel: InsulFast with Insulation Sure-Weld FleeceBACK / Flexible FAST
.2+ B ) 1 .
SC-215 33 steel or min. 2,500 psi (cgmci’::go?‘”fozgg‘;g layers, any ,s\AeTursr:?eclz InsulBase, Fastening Plate 5 g ftrz or Flexible FAST DT (FULL) or -60.0
structural concrete ! Concrete: Note 2 ’ HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Prime or 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-216 33 steel or min. 2,500 psi la e.rs .an combin,ation loose laid min. 0.375-inch DensDeck Note 2 1 prt2 or Flexible FAST DT (FULL) or -60.0
structural concrete yers, any ! ProFast Prime ’ HydroBond WB
Min. 22 ga. type B, Grade One or more lavers. an g&e%fiZi:gzhazEz:ﬂin 05 Steel: Carlisle HP-X Fastener with 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-217 | 80steel or min. 2,500 psi r more 1ayers, any . - =" | Insulation Fastening Plate PET | or Flexible FAST DT (FULL) or -60.0
combination, loose laid inch DEXcell FA Glass Mat Roof 1.3 ft
structural concrete Concrete: Note 2 HydroBond WB
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade |\ ). 4 & 1 b thick, one or more Min 0.25-inch SECUROCK Insulation Fastening Plate 1per | Sure-Weld FleeceBACK / FAST DT or
SC-218 33 steel or min. 2,500 psi | binati | laid G _Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 1.0 f2 Flexible FAST DT (FULL) -60.0
structural concrete ayers, any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . exible
Insulation Fastening Plate
SCa19 g’;:t:; iar"sttg'fcifr’:rade w'ns'elc'j;'sr:ﬁzlL"S;Liaéi’s"';'x C"Fro:fn Min. 0.5-inch SecurShield HD o) Lper | Sure-Weld FleeceBACK / Flexible FAST | .
! ! Plus or EcoStorm VSH 1.8 ft? or Flexible FAST DT (FULL) :
concrete 1
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-220 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 8pft2 or Flexible FAST DT (FULL) or -67.5
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
sc.221 g’;‘:t:‘; i?_"r;?lnpezioiragf (Optional) One or more layers, any Min 2.0-inch InsulBase, Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 75.0
o P combination, loose laid SecurShield 1.6 ft2 | or Flexible FAST DT (FULL) ’
structural concrete
Min. 22 ga., t B
$C.222 33”;teel goar ‘miynpez S'O%ragie (Optional) One or more layers, any Min. 2.0-inch SecurShield HD Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 750
T P combination, loose laid Composite 1.6 ft2 | orFlexible FAST DT (FULL) ’
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-223 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate p 2 or Flexible FAST DT (FULL) or -75.0
. 1.6 ft
structural concrete ProFast Prime Concrete: Note 2 HydroBond WB
Min. 22 ga., t B
sCo2a 33”;tee| iar - iynpez S'O%ragf Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST | __
T P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft2 | orFlexible FAST DT (FULL) ’
structural concrete
Min. 22 ga., type B, Grade ) . . .
. i Min. 1.5-inch thick, one or more . . 1 per Sure-Weld FleeceBACK / Flexible FAST
- .2 .5- Note 2 -75.
s 33 steel or min. 2,500 psi layers, any combination, loose laid Min 1.5-inch StormBase ote 1.9 ft? or Flexible FAST DT (FULL) 75.0
structural concrete
Min. 22 ga., t B
sC226 33”;tee| iar - iynpez S'O%ragf Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST | .
T P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft2 | orFlexible FAST DT (FULL) ’
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
: 1 per
Min. 22 ga., type B, Grade ) . . 2
sc-227 33 steel or min. 2,500 psi | Vun- 1-5-inch thick, one or more. Min 1.5-inch StormBase Note 2 19ft? | Sure-Weld FleeceBACK/ Aqua Base -82.5
layers, any combination, loose laid (Carlisle | 120, HydroBond WB
structural concrete
A-27F)
Min. 22 ga., type B, Grade Steel: InsulFast Fastener and Insulation
. v ! . Min. 1.5-inch thick, one or more . Fastening Plate or SecurFast Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
- | .2 .5- ) -82.
S5 33 stee c:r min. 2,500 psi layers, any combination, loose laid 0.5-inch EcoStorm VSH Fastening Plate 1.0 ft? or Flexible FAST DT (FULL) 825
structural concrete Concrete: Note 2
Min. 20 ga., t B, Grad Opti 1) Min. 1.5-inch thick
SC-229 33”;teel goi 'miynpez 5»00”" sie (m:rcljlgae)rs Iann co;:lzinat;gr; cl)gcfszr Min. 0.625-inch SECUROCK Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST -112.5
- £o00P . Vers, any ! Gypsum-Fiber Roof Board 1.3t | or Flexible FAST DT (FULL) ’
structural concrete laid
$C-230 g:ti:l iar.'rg?lnpezBs’o%ragf Min. 2-inch thick, one or more layers, | Min. 0.5-inch SECUROCK N\, 9 1 per Sure-Weld FleeceBACK / Flexible FAST 112.5
T P any combination, loose laid Gypsum-Fiber Roof Board 1.3ft2 | orFlexible FAST DT (FULL) '
structural concrete
Min. 22 ga., t B, Grad Min. 1.5-inch | IB HP-N or HP-
sc-231 33I :teel ii 'stlylfciu;al e WmSecurISTieldnS:NRzgs'3 or ACoFroam Min. 0.5-inch SecUighieldggy Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST | ), ¢
! ! Plus or EcoStorm VSH 1.3ft2 | orFlexible FAST DT (FULL) '
concrete 1
in. . i in. 1-i Steel: InsulFast with Insulation
Min. 22 ga,, type B, Grade | (Optional) Min. 1-inch InsulBase, Min. 2-inch SecurShield HD ! 1per | Sure-Weld FleeceBACK / Flexible FAST
SC-232 80 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, . Fastening Plate ) ) -112.5
. Composite 1.3 ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation .
A . . 1 Sure-Weld FI BACK / Flexible FAST
SC-233 | 33steelormin. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | min. 0.375-inch DensDeck Fastening Plate per | Sure-Weld FleeceBACK/ Flexible 1275
. . 1.0ft or Flexible FAST DT (FULL)
structural concrete ProFast Prime Concrete: Note 2
Min. 22 ga., t B, Grad Optional) Min. 1-inch InsulB Steel: InsulFast with Insulation
n. 22 g3, Ype »ora F (Op |onz? ) Min. 1-inc nsu- ase, Min. 2-inch InsulBase or ) 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-234 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, . Fastening Plate ) X -127.5
) SecurShield 1.0ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade . .
. . (Optional) One or more layers, any R . 1 per Sure-Weld FleeceBACK / Flexible FAST
- .2 L . 2- Note 2 . -135.
SeER 33 steel or min. 2,500 psi combination, loose laid Min 2-inch SecurShield ote 1.0 ft? or Flexible FAST DT (FULL) 35.0
structural concrete
Min. 22 ga., type B, Grade . . X .
SC-236 33 steel or min. 2,500 psi Min. 1.5-inch thlc_k’ Phe T Min. 1.5-inch StormBase Note 2 ! perz sure V‘.’e'd FleeceBACK / Flexible FAST -135.0
layers, any combination, loose laid 1.0 ft or Flexible FAST DT (FULL)
structural concrete
in. 22 ga. B
sc-237 g/(l)”;teel gjr’:ﬁ\:sez :r’(()Eoradscie Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 135.0
Y P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0ft2 | or Flexible FAST DT (FULL) '
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

NEmoO | etc.e

System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Fs:tefh |f1$u:)Fla:t FaS;EenerFanfllnst.:la;ion ) Sure-Weld FleeceBACK (min. 60-mil) /
SC-238 80 steel or min. 2,500 psi T -2 ) 0.5-inch EcoStorm VSH issuinkabiaiei - gl PEr" | Flexible FAST or Flexible FAST DT -135.0
layers, any combination, loose laid Fastening Plate 1.0 ft
structural concrete Concrete: Note 2 (FULL)
Min. 22 ga., type B, Grad? (Optlonz?l) Min. 1-inch Insu!Base, Min. 2.5-inch SecurShield HD Steel: I‘nsuIFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-239 80 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, . Fastening Plate 2 . -150.0
. Composite 1.0ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade . . . . .
) R (Optional) One or more layers, any Min. 2.0-inch SecurShield HD 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-240 33 steel or min. 2,500 psi L . . Note 2 N -157.5
combination, loose laid Composite 1.0 ft DT (FULL)
structural concrete
SURE-WELD SAT MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade . . .
Min. 1.5-inch thick 1
SC-241 33 steel or min. 2,500 psi in. 1.5-inch t IC. ! qne or more. Min. 2-inch Insulfoam SP Note 2 perz Sure-Weld SAT, self-adhered -30.0*
layers, any combination, loose laid 2.7 ft
structural concrete
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-242 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 3 prtz Sure-Weld SAT, self-adhered -30.0*
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-243 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 5 ??ftz Sure-Weld SAT, self-adhered -30.0*
structural concrete ProFast Prime Concrete: Note 2 :
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate
Min. 1.5-inch | IB S Shield 1
SC-244 33 steel or min. 2,500 psi Iocl>:e Iaidmc nsulbase, securshie’d, SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 4 g?trz Sure-Weld SAT, self-adhered -30.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . . .
.1.5- .25- E 1
SC-245 33 steel or min. 2,500 psi Min. 1.5-inch thlc.k' qne Y more' Ny 0-25 |'nch SECUROCK Note 2 perz Sure-Weld SAT, self-adhered -37.5*
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft
structural concrete
Min. 22 ga., type B, Grade . . d Min. 0.5-inch SecurShield HD,
sC-246 | 33steel or min. 2,500psi | MVin- 1:5-inch thick, one or more. Securshield HD Plus or Note 2 LPer | s re-Weld SAT, self-adhered -37.5%
layers, any combination, loose laid 2.7 ft
structural concrete EcoStorm VSH
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . . . Insulation Fastening Plate
. 2- .5- E 1
SC-247 33 steel or min. 2,500 psi jin ml;'h ti‘_'Ckl |one 0: r?:jore layers, g/lln 0.5 'Efbh S RCU?SCK d Concrete: HD 14-10, CD-10 or HP c :?trz Sure-Weld SAT, self-adhered -37.5*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . Steel: InsulFast with Insulation
Min. 0.625-inch DensDeck . 1
SC-248 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield !n inch bensbec Fastening Plate perz Sure-Weld SAT, self-adhered -37.5%
Prime 5.3 ft
structural concrete Concrete: Note 2
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade . . .
5C-249 33 steel or min. 2,500 psi | VM- 1-3-inch thick, one or more Min. 2-inch Insulfoam SP Note 2 1Per | g\ re-Weld SAT, self-adhered 45,0
layers, any combination, loose laid 2.0 ft
structural concrete
Min. 0.25-inch DensDeck Prime
Min. 22 ga., type B, Grade . . . or SECUROCK Gypsum-Fiber
Min. 1.5-inch thick 1
SC-250 33 steel or min. 2,500 psi n Inc IC. ’ o.ne or more. Roof Board or min. 0.375-inch Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid . . 2.0ft
structural concrete DensDeck ProFast Prime or min.
1.5-inch StormBase
Min. 22 ga., type B, Grade Min. 1.5-inch thick one o more Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per
SC-251 33 steel or min. 2,500 psi T o . min. 0.375-inch DensDeck Fastening Plate p ) Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid R A 4.0 ft
structural concrete ProFast Prime Concrete: Note 2
Min. 22 ga., type B, Grade . . . . .
SC-252 33 steel or min. 2,500 psi | M 1->inch thick, one or more. Min. 0.25-inch DEXcell FAGlass | \ o - 1Per | o re-Weld SAT, self-adhered -45.0%
layers, any combination, loose laid Mat Roof Board 2.7 ft
structural concrete
Min. 0.4375-inch DEXcell
Min. 22 ga., type B, Grade . . . .
Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- 1 per
-2 33 steel in. 2,500 psi ! Note 2 -Weld SAT, self-adh -45.0*
SETEE steelormin. 2, psl layers, any combination, loose laid inch DEXcell FA Glass Mat Roof ote 4.0 ft? Sure-Weld SAT, self-adhered >0
structural concrete
Board
Min. 22 ga., type B, Grade . . . ; h
Min. 1.5-inch thick, M .25-inch SECUROCK 1
SC-254 33 steel or min. 2,500 psi in. 1.5-inc K.: ! qne or more' rong |'nc SECUEQ Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.0 ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . h . Insulation Fastening Plate
Min. 2-inch thick, | Min 0.25-inch SECUROCK 1
5C-255 33 steel or min. 2,500 psi n '"bc. t_'c ' |°"e °: r_':fre TR p \ F'.':)c oot Board Concrete: HD 14-10, CD-10 or HP 3 zp ftrz Sure-Weld SAT, self-adhered -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar! Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . . . Insulation Fastening Plate
. 2- N - E 1
SC-256 33 steel or min. 2,500 psi Min |nl;:.h tr_ld(’ ;)ne o: r?:jore Qe g/“n 0 37§,LnChRs ?éRO%K Concrete: HD 14-10, CD-10 or HP 4 g?trz Sure-Weld SAT, self-adhered -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . . .
Min. 1.5-inch thick Min 0.50-inch SECUROCK 1
SC-257 33 steel or min. 2,500 psi n \° |c' ! qne or more. n |.nc Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 3.2 ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . g . . Insulation Fastening Plate
. 2- .625- E 1
SC-258 33 steel or min. 2,500 psi Min. 3 m;h t?_'Ck’ lone 01 Tjore layers, g/lm 0.6 EF;.anhRs (]:CUBRO%K Concrete: HD 14-10, CD-10 or HP 5 :?trz Sure-Weld SAT, self-adhered -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
1 ote !
Min. 22 ga., type B, Grade . . . . .
SC-259 33 steel or min. 2,500 psi Min. 1.5-inch thlc.k' o.ne or more. Min 0'625. inch SECUROCK Note 2 p per2 Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 4.0 ft
structural concrete
Min. 22 ga., type B, Grade . . .
Opt 1) O | Min. 1-inch | B 1
SC-260 33 steel or min. 2,500 psi (Op |c?na ) neor m°fe ayers, any n |r.1c nsulbase, Note 2 perz Sure-Weld SAT, self-adhered -45.0*
combination, loose laid SecurShield 2.0 ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . Insulation Fastening Plate
SC-261 33 steel or min. 2,500 psi (Optl(?nal? One or mo.re layers, any Min. 1'5. inch InsulBase, Concrete: HD 14-10, CD-10 or HP L per2 Sure-Weld SAT, self-adhered -45.0*
combination, loose laid SecurShield ) i 3.2 ft
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . Insulation Fastening Plate
| | Min. 1.5-inch | 1B 1
SC-262 40 steel or min. 2,500 psi (Optlc.)na ) One or m°fe ayers, any n 5. inch InsUPa® Concrete: HD 14-10, CD-10 or HP perz Sure-Weld SAT, self-adhered -45.0
combination, loose laid SecurShield B ;i 2.0 ft
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . .
SC-263 33 steel or min. 2,500 psi (Optlc.)nal? One or mo.re layers, any Min. 1‘5. ingQSecurShiciQiiD Note 2 L perz Sure-Weld SAT, self-adhered -45.0*
combination, loose laid Composite 2.0 ft
structural concrete
Min. 22 ga., type B, Grade . < X
. 2.0- 1
SC-264 33 steel or min. 2,500 psi | \OPtional) One or more layers, any " o Note 2 PET | Sure-Weld SAT, self-adhered 45.0%
combination, loose laid SecurShield 4.0 ft
structural concrete
Min. 22 ga., type B, Grade . . . .
Opt 1) O | Min. 2.0-inch S Shield HD 1
sC-265 | 33steel or min. 2,500 psi | (OPtional) One or more layers, any NG, U Note 2 PET | Sure-Weld SAT, self-adhered -45.0*
combination, loose laid Composite 4.0 ft
structural concrete
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate
.1.5- B. 1
SC-266 33 steel or min. 2,500 psi Il\g:):e laE?d|nch InsulBags, SRrshield, SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 5 :?trz Sure-Weld SAT, self-adhered -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC :
Fastening Plate
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD,
Min. 1.5-inch thick, 1
SC-267 33 steel or min. 2,500 psi n inc K.: ! qne or more. SecurShield HD Plus or Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid 2.0 ft
structural concrete EcoStorm VSH
. Min. 0.4375-inch DEXcell
Min. 22 ga. type B, Grade One or more lavers. an Cement Roof Board or min. 0.5- Steel: Carlisle HP-X Fastener with 1 per
5C-268 80 steel or min. 2,500 psi ' rore faagrs, any ) *™>" | Insulation Fastening Plate Per | sure-weld SAT, self-adhered -45.0
combination, loose laid inch DEXcell FA Glass Mat Roof . 2.0ft
structural concrete Board Concrete: Note 2
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
1 ote !
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-269 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 Spftz Sure-Weld SAT, self-adhered -52.5
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade (Optional) Min. 1.5-inch thick, one or . .
Min. 2.0-inch | 1B 1
SC-270 33 steel or min. 2,500 psi more layers, any combination, loose Se:‘urshi:; nsulbase, Note 2 1 pretrz Sure-Weld SAT, self-adhered -60.0
structural concrete laid ’
Min. 22 ga., type B, Grade . . . Steel: InsulFast with Insulation
SC-271 33 steel or min. 2,500 psi (Optl(.)nal? One or more layers, any Min. 2 ”.]Ch InsulBase or Fastening Plate 1 per2 Sure-Weld SAT, self-adhered -60.0
combination, loose laid SecurShield \ 2.0 ft
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, HP-N or HP- . . .
Min. 0.5-inch S Shield HD 1
SC-272 33 steel or structural W, SecurShield, ENRGY 3 or ACFoam PIS; or Eclggtorifl:/rSHle Note 2 1 gfetrz Sure-Weld SAT, self-adhered -60.0
concrete 1} .
Min. 22 ga., type B, Grade . . . Min 0.5-inch DensDeck Prime or
SC-273 33 steel or min. 2,500 psi Min. 1.5-inch thlc.k' qne or more. min. 0.375-inch DensDeck Note 2 ! per2 Sure-Weld SAT, self-adhered -60.0
layers, any combination, loose laid R 1.6 ft
structural concrete ProFast Prime
. Min. 0.4375-inch DEXcell
Min. 22 ga. type B, Grade One or more lavers. an Cement Roof Board or min. 0.5- Steel: Carlisle HP-X Fastener with 1 per
SC-274 | 80steel or min. 2,500 psi ! more Tavers, any . - " | Insulation Fastening Plate P2, | Sure-Weld SAT, self-adhered -60.0
combination, loose laid inch DEXcell FA Glass Mat Roof . 1.3 ft
structural concrete Concrete: Note 2
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . \ . Insulation Fastening Plate
.1.5- .25- E 1
SC-275 33 steel or min. 2,500 psi IM'n >-inch th:_k’ ‘t).ne olr morle id g/lm 0 SF'.:)Ch i Cl:l;OCIL Concrete: HD 14-10, CD-10 or HP 1 g?trz Sure-Weld SAT, self-adhered -60.0
structural concrete ayers, any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-276 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 :ftz Sure-Weld SAT, self-adhered -67.5
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade . . .
2.0- B 1
SC.277 33 steel or min. 2,500 psi (Optlc.mal? One or mo.re layers, any Min 0.|nch InsulBase, Note 2 per2 Sure-Weld SAT, self-adhered 750
combination, loose laid SecurShield 1.6 ft
structural concrete
Min. 22 ga., type B, Grade . . . .
SC-278 33 steel or min. 2,500 psi (Optlc.)nal? One or mo.re layers, any Min. 2‘0. inch SecurShield HD Note 2 1 perz Sure-Weld SAT, self-adhered -75.0
combination, loose laid Composite 1.6 ft
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-279 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 6pft2 Sure-Weld SAT, self-adhered -75.0
structural concrete ProFast Prime Concrete: Note 2 .
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) :t:a(l::‘ (Note 15) (psf)
l ote !
Min. 22 ga., type B, Grade . . . . .
$C-280 33 steel or min. 2,500 psi Min. 1.5-inch thl(.:k, qne or more. Min 0.5 |n.ch SECUROCK Note 2 1 per2 Sure-Weld SAT, self-adhered 825
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft
structural concrete
Min. 20 ga., type B, Grade (Optional) Min. 1.5-inch thick, one or . .
Min. 0.625-inch SECUROCK 1
SC-281 33 steel or min. 2,500 psi more layers, any combination, loose G msum—FiblgrcRoof Board Note 2 1 ;)fetrz Sure-Weld SAT, self-adhered -112.5
structural concrete laid P ’
Min. 18 ga., type B, Grade . . . . .
SC.282 33 steel or min. 2,500 psi Min. 2 |nc.h thlck, one or rpore layers, Min. 0.5 |r.1ch SECUROCK w 1 per2 Sure-Weld SAT, self-adhered 1125
any combination, loose laid Gypsum-Fiber Roof Board 13 ft
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, HP-N or HP- . . .
SC-283 33 steel or structural W, SecurShield, ENRGY 3 or ACFoam m;r;'c?r‘sEclggrosrifl:;::Ield HD, Note 2 ll?f)fetrz Sure-Weld SAT, self-adhered -112.5
concrete 1} :
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . . Steel: InsulFast with Insulation
SC-284 80 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, CMO'; Zo's’l‘tc: SecurShieldQ Fastening Plate 11 _f ftrz Sure-Weld SAT, self-adhered 1125
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 ’
Min. 22 ga., type B, Grade .
t | I 1
SC-285 33 steel or min. 2,500 psi f:gii)ci):zti)oinfocc));g:irg ayers, any Min 2-inch SecurShield Note 2 1 Op:ftrz Sure-Weld SAT, self-adhered -120.0
structural concrete ! ’
Min. 22 ga., type B, Grade . . . . .
Min. 1.5-inch thick, Min 0.5-inch SECUROCK 1
SC-286 | 33 steel or min. 2,500 psi e Zonineh ek, one or more. e, ¥ Note 2 P, | sure-Weld SAT, self-adhered 1275
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0ft
structural concrete
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per
SC-287 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield min. 0.375-inch DensDeck Fastening Plate 1 Opftz Sure-Weld SAT, self-adhered -127.5
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, Min. 2-inch InsulBase or Steel: InsulFast with Insulation 1 per
SC-288 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, Sect;rShield Fastening Plate 1 gftz Sure-Weld SAT, self-adhered -127.5
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2 ’
Min. 22 ga., type B, Grade . . .
SC-289 33 steel or min. 2,500 psi Min. 1.5-inol th“,:k' qne Y more. Min. 2.0-inch SecurShield Note 2 ! perz Sure-Weld SAT, self-adhered -127.5
layers, any combination, loose laid 1.0ft
structural concrete
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, ) . . Steel: InsulFast with Insulation
SC-290 | 80steel ormin. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, 2/'0'21 Ziit'ZCh SecurShield HD Fastening Plate 11 ofe | Sure-Weld SAT, self-adhered -150.0
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 :
SURE-WELD FLEECEBACK RL APPLICATIONS:
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NEmoO | etc.e
TABLE 2e: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) o0R RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

} Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
: Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . ) .
. . (Optional) One or more layers, any . . Fastening Plate or SecurFast Insulation 1 per "
SC-291 33 steel olr min. 2,500 psi combination, loose laid Min. 2.0-inch InsulBase RL Fastening Plate 40 ft2 Sure-Weld FleeceBACK RL 45.0
structural concrete Concrete: Note 2
: Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . . . ) .
. . Min., 1.5-inch InsulBase, SecurShield, . . . Fastening Plate or SecurFast Insulation 1 per "
SC-292 33 steel or min. 2,500 psi loose-laid Min. 0.5-inch SecurShield HD RL Fastening Plate 202 Sure-Weld FleeceBACK RL -45.0
structural concrete Concrete: Note 2
: Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . ) .
. . (Optional) One or more layers, any . . Fastening Plate or SecurFast Insulation 1 per
SC-293 33 steel olr min. 2,500 psi combination, loose laid Min. 2.0-inch InsulBase RL Fastening Plate 162 Sure-Weld FleeceBACK RL 75.0
structural concrete Concrete: Note 2

TABLE 2F: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Top Insulation Layer Roof Cover
System Deck Base Insulation Layer 4 U (Note 15) MDP
No. (Note 1) Note 3, Note 13 (psf)
{ J Type Fastener (Note 2, Note 11) — Base Ply Top Ply
(Note 17)
SURE-WELD AFX MEMBRANE APPLICATIONS:
in. . ) ! : : i i Sure-Weld AFX
Min. 22 ga., type B, Gradfe Min. 1.5-inch thick, one or more M!n 0.5 |th DensDc'eck Steel I.nsuIFast with Insulation 1 per SureMB 90TG or 120TG / ure-\ve /
SC-294 33 steel or min. 2,500 psi lavers. anv combination. loose laid Prime or min. 0.375-inch Fastening Plate 1.8% | torch-applied C-MCA or hot -67.5
structural concrete vers, any ! DensDeck ProFast Prime Concrete: Note 2 ’ PP asphalt
Min. 22 ga., t B, Grad Min. 0.5-inch DensDeck : i i Sure-Weld AFX
n. 22 g3, Ype »ora .e Min. 1.5-inch thick, one or more !n m(': ens gc Steel: l.nsmFaSt with Insulation 1 per SureMB 90TG or 120TG / /
SC-295 33 steel or min. 2,500 psi lavers. anv combination. loose laid Prime or min. 0.375-inch Fastening Plate 16f2 | torch-applied CMCA or hot -75.0
structural concrete b 1 DensDeck ProFast Prime Concrete: Note 2 ’ PP asphalt
in. . Sure-Weld AFX
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK 1 per SureMB 90TG or 120TG / ure-we /
SC-296 33 steel or min. 2,500 psi . . . Note 2 2 | C-MCA or hot -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft torch-applied
structural concrete asphalt
in. . ) . . . : : i i Sure-Weld AFX
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK Steel I.nsulFast with Insulation 1 per SureMB 90TG or 120TG / ure-we /
SC-297 33 steel or min. 2,500 psi < . . . Fastening Plate ) . C-MCA or hot -120.0
layers, any combination, loose laid Gypsum-Fiber Roof Board . 1.0ft torch-applied
structural concrete Concrete: Note 2 asphalt
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Note 15B
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density Roof Cover (Note 15B) (osf)
RHINOBOND SYSTEMS:
Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
in. . in. 1.5-i i 1 per 8.0 ft?
SC-298 gmgrjjeg;o' :\t/g:I :\:I:_rsl zr:nccr;:gi::;toigi ormore PH3 and RhinoBond Plate-TPO or RhinoBond ; &7 welded with RhinoBond tool per -45.0*
! Yers, any Treadsafe Plate-TPO (Note 17) manufacturer’s instructions.
. 1 per 5.3 ft? . )
Min. 22 ga.. type Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-299 - o2 83, 1YP ’ Y YErS: | PH3 and RhinoBond Plate-TPO or RhinoBond (6 parts per 4 x 8 ft board) welded with RhinoBond tool per -45.0
B, Grade 33 steel any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; . .
EE— Treadsafe Plate-TPO Note B manufacturer’s instructions.
Min. 22 ga., type B,
Grade;i_rslt;e:;;\‘ft Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-300 Span’,, - ’ Y Yers, PH3 and RhinoBond Plate-TPO or RhinoBond P A EXTRA induction welded with RhinoBond tool -52.5
24,6” o.c. Side any combination. Note C. (2 x 2 ft grid pattern) e s -
laps HILTI S-SLC 01 — Treadsafe Plate-TPO per manufacturer’s instructions.
M HWH, 24” o.c.
Min. 22 ga., type B,
Grades'?}z”stee;'j ft Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-301 span, ” pu .e ’ Y Yers, PH3 and RhinoBond Plate-TPO or RhinoBond P .' EXTRA induction welded with RhinoBond tool -52.5
welds, 6” o.c. Side | any combination. Note C. (2 x 2 ft grid pattern) ) -
laps ITW HWH #12 — Treadsafe Plate-TPO per manufacturer’s instructions.
Teks 1, 24” o.c.
) 1 per 4.0 ft? ) )
Min. 22 ga. tvpe Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
5C-302 - o283, typ - winch thick, YErS: | pH3 and RhinoBond Plate-TPO or RhinoBond (8 parts per 4 x 8 ft board) welded with RhinoBond tool per 525
B, Grade 33 steel | any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; , :
Treadsafe Plate-TPO Note B manufacturer’s instructions.
Min. 22 ga., type
B, Grade 40 Min. 1.5-inch thick one or more Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-303 steel; 6 ft spans; I e.rs .an combinlation PH3 and RhinoBond Plate-TPO or RhinoBond @2x2ft d ttern) EXTRA induction welded with RhinoBond tool -52.5
5/8” puddle yers, any Treadsafe Plate-TPO x grid pattern per manufacturer’s instructions.
welds 6” o.c.
. . . . Carlisle HP-X Fastener or Dekfast DF-#15- 5 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-304 Min. 22 ga., type Min. 1.5-inch thn.:k' o.ne %S PH3 and RhinoBond Plate-TPO or RhinoBond 1per3.2ft EXTRA induction welded with RhinoBond tool -52.5
B, Grade 33 steel | layers, any combination. Note C. (10 parts per 4 x 8 ft board) . .
Treadsafe Plate-TPO per manufacturer’s instructions.
. 1 per 4.0 ft? . )
Min. 22 ga.. tvpe Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-305 - << B3, TYP ) . VeS| PH3 and RhinoBond Plate-TPO or RhinoBond (8 parts per 4 x 8 ft board) welded with RhinoBond tool per -60.0
B, Grade 80 steel any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; . .
y Treadsafe Plate-TPO Note B manufacturer’s instructions.
. . . . Carlisle HP-X Fastener or Dekfast DF-#15- ) Sure-Weld (minimum 60-mil) or Sure-Weld
sc.306 | Min-22ga,type | Min. 1.5-inch thick, one or more PH3 and RhinoBond Plate-TPO or RhinoBond Lper2.7ft EXTRA induction welded with RhinoBond tool | -67.5
B, Grade 33 steel layers, any combination. Note C. (12 parts per 4 x 8 ft board) , . .
— Treadsafe Plate-TPO per manufacturer’s instructions.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density {Note 136) (psf)
Min. 22 ga. tvoe | Min. 1.5-inch thick. one or more Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 2.0 ft? Sure-Weld or Sure-Weld EXTRA induction
SC-307 - o283, typ " o PH3 and RhinoBond Plate-TPO or RhinoBond (16 parts per 4 x 8 ft board) welded with RhinoBond tool per -97.5
B, Grade 33 steel | layers, any combination. Note C. i ) .
Treadsafe Plate-TPO Per FM Loss Prevention Data Sheet 1-29 manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-308 - << B3, 1yp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 18-inch o.c. in rows 60-inch o.c. EXTRA induction welded with RhinoBond tool -30.0
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-309 -<<ga., yp layers, any combination, preliminarily PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 120-inch o.c. EXTRA induction welded with RhinoBond tool -30.0
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-310 - << B3, 1yp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 120-inch o.c. welded with RhinoBond tool per -37.5
B, Grade 80 steel .. R
attached Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-311 -c<ga., yp layers, any combination, preliminarily PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 60-inch o.c. welded with RhinoBond tool per -37.5
B, Grade 80 steel ) .
attached Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga.. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-312 - << B3 1P layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 60-inch o.c. EXTRA induction welded with RhinoBond tool -45.0
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-313 -c<ga., yp layers, any combination, preliminarily PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 120-inch o.c. EXTRA induction welded with RhinoBond tool -52.5
B, Grade 80 steel ) .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga.. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-314 - << B3, TYP layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 60-inch o.c. welded with RhinoBond tool per -67.5
B, Grade 80 steel .. R
attached Treadsafe Plate-TPO manufacturer’s instructions.
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft?
SC-315 Min. 22 ga., type Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction 45.0
B, Grade 33 steel | any combination. Note A. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Per FM Loss Prevention Data Sheet 1-29; | welded with SFS isoweld® 3000 stand-up tool. ’
Note B
Min. 22 ga., type B,
Grade 33 steel, 7 ft _ e i K
sC-316 span, HILTI X-HSN Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? z;;%xviilju(crzg]r:"\:vf&:g Vr;'tlr)] (;LSSI;‘I;’SWV:I?E 525
24,6” o.c. Side any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (2 x 2 ft grid pattern) '
laps HILTI S-SLC 01 3000 stand-up tool.
M HWH, 24” o.c.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
(Note 158B)
No. (Note 1) (Note 3, Note 13) T (Ll Densit Roof Cover (Note 15 o
( ) y
Min. 22 ga., type B,
Grade 33 steel, 7 ft . ;
’ -Wel -mil -Wel
SC-317 span, 5/8” puddle Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? :;YI'TRA ii:u(cr;:r:n\:virlrzjsg vr:iltf)mcs)::gl;srzwe:ig 525
welds, 6” o.c. Side | any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (2 x 2 ft grid pattern) '
laps ITW HWH #12 3000 stand-up tool.
Teks 1, 24” o.c.
1 per 4.0 ft?
sc.318 Min. 22 ga., type Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction 525
B, Grade 33 steel | any combination. Note A. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Per FM Loss Prevention Data Sheet 1-29; | welded with SFS isoweld® 3000 stand-up tool. ’
Note B
Min. 22 ga., type
B, Grade 40 Min. 1.5-inch thick, one or more Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? Sure-WeId (mlnlmum 60-m||) or SLfre-WeId
SRR steel; 6 ft spans; layers, any combination TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 2 x 2 ft grid pattern) EXTRA induction welded with SFS isoweld® 525
5/8” puddle yers, any ' (2x grid pattern 3000 stand-up tool.
welds 6” o.c.
$C-320 Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 6 ft? Sure-Weld or Sure-Weld EXTRA induction 525
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 2x3-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. ’
Min. 22 ga., type One or more layers, any combination, Carlisle InsulF/.\ST Fast.ene.rs or SF3\Qgkfast 1 per 6 ft? Sure-Weld or Sure-Weld EXTRA induction
SC-321 R . DF-#12-PH3 with Carlisle isoweld TPO Plate . X X -52.5
B, Grade 80 steel | min. 1.5-inch or SFS isoweld F1-P-6.8-TPO Plate 2x3-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool.
$C.322 Min. 22 ga., type One or more layers, any combination, Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? Sure-Weld or Sure-Weld EXTRA induction -60.0
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 2x2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. ’
i D
Min. 22 ga., type | One or more layers, any combination, Carlisle InsuIFAST FasFengrs or SFS Dekfast 1 per 4.0 ft? Sure-Weld or Sure-Weld EXTRA induction
SC-323 . ) DF-#12-PH3 with Carlisle isoweld TPO Plate ] R . -60.0
B, Grade 80 steel | min. 1.5-inch or SFS isoweld E1-P-6.8-TPO Plate 2x2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool.
sc.324 Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 3.0 ft? Sure-Weld or Sure-Weld EXTRA induction 825
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 1.5 x 2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. ’
Min. 22 ga., type | One or more layers, any combination, Carlisle InsuIFAST FasFengr or SFS Dekfast 1 per 3.0 ft? Sure-Weld or Sure-Weld EXTRA induction
SC-325 B, Grade 80 steel | min. 1.5-inch DR:#12 PH3 with Carlisle isoweld TPO Plate 1.5 x 2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool 825
.1.5- ) .5 x 2-ft gri - .
! or SFSisoweld F1-P-6.8-TPO Plate ¢
1 per 2.25 ft2
Min. 22 ga., type Min. 1.5-inch thick, 4x8 ft dimension, Dekfast DF-#15-PH3 with Carlisle isoweld 1.5 x 1.5-ft grid §ure-WeId or Sure-Wf.s:Id EXTBA bonded to SFS
SC-326 ), . isoweld® TPO Plate with SFS isoweld® 3000 -97.5
B, Grade 80 steel | one or more layers, any combination TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (first row of fasteners spaced 0.5 ft from stand-up tool
long edges and 1 ft from the short edge) '
2
sC.327 Min. 22 ga., type | Min. 1.5-inch thick, one or more Dekfast DF-#15-PH3 with Carlisle isoweld 16 3 perj.ng:t board Sure-Weld or Sure-Weld EXTRA induction 97.5
B, Grade 33 steel | layers, any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (16 parts per ,x oard) welded with SFS isoweld® 3000 stand-up tool. ’
Per FM Loss Prevention Data Sheet 1-29
Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld R . . Sure-Weld or Sure-Weld EXTRA induction
SC-328 12-inch o.c. 60-inch o.c. -37.5
B, Grade 40 steel | min. 1.5-inch, preliminarily attached | TPO Plate or SFS isoweld F1-P-6.8-TPO Plate NEN O-C. N TOWS BEANCN 0-C- 1 \velded with SFS isoweld® 3000 stand-up tool.

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 56 of 126



NEmoO | etc.e
TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158B)
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density (psf)
Carlisle InsulFAST Fastener or SFS Dekfast
Min. 22 ga., t (0] | binati -Weld or Sure-Weld EXTRA inducti
SC-329 n ga., type ne or more fayers, any comoination, DF-#12-PH3 with Carlisle isoweld TPO Plate 12-inch o.c. in rows 60-inch o.c. g \Veld or Sure-We induction -37.5

B, Grade 80 steel | min. 1.5-inch, preliminarily attached welded with SFS isoweld® 3000 stand-up tool.

or SFS isoweld F1-P-6.8-TPO Plate

Min. 1.5-inch thick, one or more

$C-330 Min. 22 ga., type lavers. any combination. preliminaril Dekfast DF-#15-PH3 with Carlisle isoweld 6-inch o.c. in rows 120-inch o.c Sure-Weld or Sure-Weld EXTRA induction 375
B, Grade 80 steel at»tlach'ed v " P v TPO Plate or SFS isoweld F1-P-6.8-TPO Plate . L~ welded with SFS isoweld® 3000 stand-up tool. :

SC-331 Min. 22 ga., type :\:”e].rsli;:nf;rt:ll)(i:s;t)ir;i orrr:I(i)r:i}naril Dekfast DF-#15-PH3 with Carlisle isoweld 12-inch o.c. in rows 60-inch o.c z;;ix\ﬂizju(c?g]r:rcviﬂsg-vr\:x g;:gﬁx/ﬁ;g 45.0
B, Grade 80 steel YErs, any P Y| TPO Plate or SFS isoweld F1-P-6.8-TPO Plate o o :

attached 3000 stand-up tool.

Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld . . . Sure-Weld or Sure-Weld EXTRA induction

¢332 B, Grade 40 steel | min. 1.5-inch, preliminarily attached TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Rincrg.c. InORs 60-inch o.c. welded with SFS isoweld® 3000 stand-up tool. 900

. N Carlisle InsulFAST Fastener or SFS Dekfast . .
$C.333 Min. 22 ga., type | One or more layers, any combination, DE-#12-PH3 with Carlisle isoweld TPO Plate 6-inch o.c. in rows 60-inch o.c. Sure-Weld or Sure-Weld EXTRA induction -90.0

B, Grade 80 steel | min. 1.5-inch, preliminarily attached welded with SFS isoweld® 3000 stand-up tool.

or SFS isoweld F1-P-6.8-TPO Plate

Notes: | A. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs.
B. The plate/fastener combination offset 12 inch from adjacent rows.

C. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs and each row of insulation is staggered by 1 foot.

TABLE 2H: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
System Deck (Note 1) Attach Fast L L S MDP
tac astener ap ap eam
No. T M F Note 11 (psf)
ype (Note 5) A astener (Note 11) Spacing Width Spacing Weld
BARE-BACK MEMBRANE APPLICATIONS:
- i - i D 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . '
sc.334 steel or min. 2.500 psi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 138.5-inch 1.5-inch 300
structural cc;nc;retep combinZtior; v attach EXTRA, Sure- Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” o inch o.c. outside ’
Weld HS Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inCRyonegr Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch
SC-335 more layers, any Sure-Weld 12-inch o.c. ; R -30.0
steel G attach Metal Seam Plate inch o.c. outside
combination EXTRA
Carlisle HP-X F | only), Carlisle HD 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or artisie astener (steel only), Carlisle 0 . .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-336 steel or min. 2,500 psi more layers, any Sure-Weld . . i ” 12-inch o.c. ; R -30.0
s attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
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NEmoO | etc.e
TABLE 2H: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A
SR Deck (Note 1) Attach Fast L L S L
No. T ac M E s astener ap ap eam f
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld et
Min. 22 ga., type B, Grade 33 r'\:]l:)nrell;n:: c;r:]e or
steel, 6 ft span, 5/8” diameter combinZtior,\ (oytional Prelim Sure-Weld or 5.5- 90.5-inch 1.5-inch
SC-337 puddle welds 6” o.c., side laps P : Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. o ’ o -30.0
” o ” for recover) followed by | attach inch o.c. outside
secured 24” o.c. w/ %”-14x1" long ) EXTRA
self-tapping hex-head screw 3/8-inch Insulfoam R-
Tech EPS or Fan-Fold
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 . .
. . Prelim. X ” . 5.5- 66.5-inch 1.5-inch
SC-338 steel or min. 2,500 psi more layers, any Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 18-inch o.c. . R -30.0
- attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 1.5-inch, one or Sure-Weld
SC-339 Min. 22 ga., type B, Grade 80 more layers, any Prelim. | (min. 60-mil) Carlisle HP-X Fastener and Piranha Plate 12-inch o.c. .5'5- 138 5-inch 1'5—”.]Ch -37.5
steel combination attach or Sure-Weld inch o.c. outside
EXTRA
Min. 22 ga., type B, erade 40 Min. 1-inch, one or . Sure—WeId . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
steel; 6 ft spans; 5/8” puddle Prelim. (min. 60-mil) . 5.5- 138.5-inch 1.5-inch
SC-340 ” . more layers, any (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -37.5
welds 6” o.c. or min. 2,500 L attach or Sure-Weld . inch o.c. outside
. combination Piranha Plate
psi structural concrete EXTRA
in. 22 ga. B in. 1.5-i . i - , i D 14-1 . .
Min ga. , type B, G'rade 80 Min. 1.5-inch, one or Prelim. Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 55 138.5-inch 1.5-inch
SC-341 steel or min. 2,500 psi more layers, any Sure-Weld HS (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. ) R -37.5
s attach . inch o.c. outside
structural concrete combination Piranha Plate
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch, one or ) Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 ) )
; . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-342 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 12-inch o.c. ) . -37.5
o attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch Sure-Weld
Min. 22 ga., type B, Grade 80 n Inch, one or Prelim. QRO Trufast #15 EHD Fastener (steel only) with Trufast . 5.5- 114.5-inch 1.5-inch
SC-343 more layers, any Sure-Weld ” 12-inch o.c. . R -37.5
steel T attach 2.4” Barbed Metal Seam Plate inch o.c. outside
combination EXTRA
in. 22 ga. B in. 1.5-i i - i
Min ga. , type B, G'rade 80 Min. 1.5-inch, one or prelim. Carlisle HP. X.tra Fastener and Piranha Xtra Plate (steel ' 55 114.5-inch 1.5-inch
SC-344 steel or min. 2,500 psi more layers, any Sure-Weld HS only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. ; R -37.5
s attach . inch o.c. outside
structural concrete combination (concrete only) Fastener and Piranha Plate
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or prelim Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 1.5-inch
SC-345 steel or min. 2,500 psi more layers, any * | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 91-inch o.c. - -37.5
. W attach ) outside
structural concrete combination EXTRA Piranha Plate
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or . (min. nominal . .
SC-346 puddle welds 6” o.c., side laps more layers, any Xrelln; 60-mil) or Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. 5 Sh 90:5-inch > 'f'dCh -37.5
secured 24” o.c. w/ %’-14x1” long | combination ttac Sure-Weld inc o.c. outside
self-tapping hex-head screw EXTRA
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
R Deck (Note 1) Attach Fast L L S —M( DP)
No. T ac M E s astener ap ap eam f
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 . .
. . Prelim. X ” . 5.5- 66.5-inch 1.5-inch
SC-347 steel or min. 2,500 psi more layers, any Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. . R -37.5
s attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 22 ga., type B, Grade 33 . -
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
sC-348 puddle welds 6” o.c., side laps mor.e a ers, an Prelim. Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 450
secured 24” o.c. w/ %”-14x1" long bi yt‘ - any attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” " inch o.c. outside ’
self-tapping hex-head screw or combination Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-Xtra Fastener and Piranha Xtra Plate (steel . .
. . Prelim. . . 5.5- 114.5-inch 1.5-inch
SC-349 steel or min. 2,500 psi more layers, any Sure-Weld only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. . R -45.0
L attach . inch o.c. outside
structural concrete combination EXTRA (concrete only) Fastener and Piranha Plate
lisle HP-X F lonl lisle HD 14-1
Min. 18 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle 0 . .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-350 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 12-inch o.c. ; R -45.0
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga.., type B, Grade 33 Min. 1.5-inch, one or prelim. Sure-Weld or Trufast #15 EHD Fastgner (steel onl,}/) or Trufast #14 . 55 114.5-inch 1.5-inch
SC-351 steel or min. 2,500 psi more layers, any Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. ) R -45.0
L attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 22 ga., type B, Grade 33 Sure-Weld . :
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or (min. nomingl Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
puddle welds 6” o.c., side laps ’ ! Prelim. B (concrete only) or CD-10 (concrete only) Fastener and ) 5.5- 114.5-inch 1.5-inch
SC-352 ” i Y more layers, any 60-mil) or . ; . ” 6-inch o.c. . R -45.0
secured 24” o.c. w/ %”-14x1” long binati attach Sure-Weld Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
self-tapping hex-head screw or combination G Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete EXTRA
Carlisle HP-X Fast teel only), Carlisle HD 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld or artisie astener (steel only), Carlisle 0 : .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-353 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 12-inch o.c. . R -45.0
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
. Min. 1.5-inch, one or . Sure-Weld or . .
SC-354 Min. 22 ga., type B, Grade 33 more layers, any Progn- Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. 55 90:5-inch 1.5-|r.1ch -45.0
steel Lo attach inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch, one or ) Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 ) )
; . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-355 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 12-inch o.c. ) . -45.0
. v attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch Sure-Weld
Min. 22 ga., type B, Grade 33 n INch, one or Prelim. ure-wedor Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 90.5-inch 1.5-inch
SC-356 more layers, any Sure-Weld 12-inch o.c. . R -45.0
steel .. attach Metal Seam Plate inch o.c. outside
combination EXTRA
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
R Deck (Note 1) Attach Fast L L S —M( DP)
No. T ac Membran E P OTasH astener ap ap eam f
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or prelim Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 1.5-inch
SC-357 steel or min. 2,500 psi more layers, any " | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 67-inch o.c. - -45.0
s attach . outside
structural concrete combination EXTRA Piranha Plate
Min. 22 ga., type B, Grade 33 . -
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10

sC-358 puddle welds 6” o.c., side laps mor.e a ers, an Prelim. Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 66.5-inch 1.5-inch 450
secured 24” o.c. w/ %”-14x1" long bi yt‘ - any attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” " inch o.c. outside ’
self-tapping hex-head screw or combination Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete

Sure-Weld
Min. 22 ga., type B, Grade 33 Min. 1-inch, one or min. nominal
steel, 7 ft span, HILTI X-HSN 24, 6” ) ! Prelim. ( . ) ) ) 5.5- 138.5-inch 1.5-inch

SC-359 . more layers, any 60-mil) or Carlisle HP-X Fastener and Piranha Plate 6-inch o.c. . R -52.5
o.c. Side laps HILTI S-SLC01 M N attach inch o.C. outside
HWH, 24” o.c. combination Sure-Weld

EXTRA

Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
. X Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 138.5-inch 1.5-inch
SC-360 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 6-inch o.c. . R -52.5

L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside

structural concrete combination EXTRA

Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch, one or Sure-Weld or

Min. 22 ga., type B, Grade 33 ! Prelim. Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch

SC-361 more layers, any Sure-Weld 6-inch o.c. . R -52.5

steel T attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or . (min. nominal . i
. 5- 114.5- 1.5-

SC-362 puddle welds 6” o.c., side laps more layers, any Prel”:: 60-mil) or Carlisle HP-Xtra Fastener and Piranha Xtra Plate 6-inch o.c. 5 Sh 4.5-inch > 'f'dCh -52.5
secured 24” o.c. w/ %'-14x1” long | combination attac Sure-weld inc o.c. outside
self-tapping hex-head screw EXTRA

in. 22 ga. B . . - ) )
Min ga., type B, (’E:rade 40 Min. 1.5-inch, one or . S“fe Weld . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .

SC-363 steel; 6 ft spans; 5/8” puddle more layers, an Prelim. | (min. 60-mil) (concrete only) or CD-10 (concrete only) Fastener and | 6-inch o.c >:5- 114.5-inch 1.5-inch 52.5
welds 6” o.c. or min. 2,500 . 4 o 4 attach or Sure-Weld . Y v " inch o.c. outside :

. combination Piranha Plate
psi structural concrete EXTRA
Min. 22 ga., type B, Grade 33 Min. 1-inch, one or . .
steel, 6 ft span, 5/8” diameter more layers, any Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10

SC-364 puddle welds 6” o.c., side laps combination (optional Prelim. Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 525
secured 24” o.c. w/ %”-14x1”" long | for recover) followed by | attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” h inch o.c. outside ’
self-tapping hex-head screw or 3/8-inch Insulfoam R- EXTRA Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete Tech EPS or Fan-Fold
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 90 5-inch 1.5-inch

SC-365 steel or min. 2,500 psi more layers, any ’ Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. o ’ - -52.5

. attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
SR Deck (Note 1) Attach Fast L L S M(EDP)
No. T ac M E s astener ap ap eam f
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld
Min. 22 ga., type B, Grade 33 . .
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
puddle welds 6” o.c., side laps Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-366 ” I ” more layers, any Sure-Weld . . \ ” 6-inch o.c. . R -52.5
secured 24” o.c. w/ %”-14x1" long binati attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
self-tapping hex-head screw or combination Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete
lisle HP-X F | onl lisl 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Carlisle astener (steel only), Carlisle HD 0 . .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 42.5-inch 1.5-inch
SC-367 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 12-inch o.c. ; R -52.5
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 42 5-inch 1.5-inch
SC-368 steel or min. 2,500 psi more layers, any " | Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. o ’ - -52.5
s attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 22 ga., type B, Grade 33 | Min. 1-inch, one or Sure-Weld Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
- £ 83, Type B, BT ) ! Prelim. | (min. 60-mil) vh ) 5.5- 139.5-inch 1.5-inch
SC-369 steel or min. 2,500 psi more layers, any (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -60.0
s Attach or Sure-Weld . inch o.c. outside
structural concrete combination Piranha Plate
EXTRA
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 7 f} span, ‘5/8" puddle Min. 1-inch, one or Prelim. (min..nominal Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 55 138.5-inch 1.5-inch
SC-370 welds, 6” o.c. Side laps ITW HWH | more layers, any attach 60-mil) or (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. inch oc outside -60.0
#12 Teks 1, 24" o.c. or min. 2,500 | combination Sure-Weld Piranha Plate -
psi structural concrete EXTRA
Recover only: Min. 22 ga., type B,
G'rade 33 steel, 6 ft Spa“'"'r’/g" Slire-Weld oF Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
d.'amEter puddle We,l,ds 6 o‘c",, 3/8-inch Insulfoam R- Prelim. (concrete only) or CD-10 (concrete only) Fastener and : 5.5- 138.5-inch 1.5-inch
SC-371 side laps secured 24” o.c. w/ %”- Tech EPS or Fan-Fold ttach Sure-Weld piranha Plat #15 Roofarip (steel onl ith 2-3/8" 6-inch o.c. inch tsid -60.0
14x1” long self-tapping hex-head attac EXTRA iranha Plate or oofgrip (steel only) with 2-3/ incl o.c. outside
screw or min. 2,500 psi structural Eyehook Seam Plate (AccuSeam)
concrete
Min. 22 ga.., type B, G.rade 33 Min. 1.5-inch, one or Prelim. Sure-Weld or Carlisle HP—X.tra Fastener and Piranha Xtra Plate (steel . 55 138.5-inch 1.5-inch
SC-372 steel or min. 2,500 psi more layers, any Sure-Weld only) or Carlisle HD 14-10 (concrete only) or CD-10 6-inch o.c. . R -60.0
L attach . inch o.c. outside
structural concrete combination EXTRA (concrete only) Fastener and Piranha Plate
i - i D 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 : .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and : 5.5- 138.5-inch 1.5-inch
SC-373 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 6-inch o.c. . R -60.0
. & attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed ) 5.5- 138.5-inch 1.5-inch
SC-374 more layers, any Sure-Weld 6-inch o.c. . R -60.0
steel " attach Metal Seam Plate inch o.c. outside
combination EXTRA
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
R Deck (Note 1) Attach Fast L L S —M( DP)
No. T ac M E s astener ap ap eam f
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld
Min. 1.5-inch . -Wel ) ) ’
Min. 22 ga., type B, Grade 80 in. 1.5-inch, one or Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 114.5-inch 1.5-inch
SC-375 more layers, any Sure-Weld 6-inch o.c. . R -60.0
steel L attach Metal Seam Plate inch o.c. outside
combination EXTRA
Recover only: Min. 22 ga., ' . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
. 3/8-inch Insulfoam R- Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-376 type B, Grade 33 steel or min. Sure-Weld . . . ” 6-inch o.c . R -60.0
. Tech EPS or Fan-Fold attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
2,500 psi structural concrete EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga!., type B, G.rade 80 Min. 1.5-inch, one or prelim. Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 5.5 90.5-inch 1.5-inch
SC-377 steel or min. 2,500 psi more layers, any Sure-Weld HS (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -60.0
L attach . inch o.c. outside
structural concrete combination Piranha Plate
's\fg;'l ng%as" ;ﬁp:/Bs’,,ssuljéle Min. 300 psi, min 2- Sure-Weld or Carlisle HP-X Fastener (steel only) or Carlisle HD 14- 55 114.5-inch 1.5-inch
SC-378 e pan, . p inch thick cellular N/A Sure-Weld 10 (concrete only) and Piranha Plate (through to 6-inch o.c. = ) o -67.5
welds 6” o.c. or min. 2,500 X . inch o.c. outside
. lightweight concrete EXTRA engage structural deck)
psi structural concrete
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld or CarlPQUEPrRgener teteel only), Carlisle HD 14-10 . .
. X Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-379 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 6-inch o.c. ) R -67.5
o attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch Sure-Weld
Min. 22 ga., type B, Grade 80 n Inch, one or Prelim. ure-yea.or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 90.5-inch 1.5-inch
SC-380 more layers, any Sure-Weld 6-inch o.c. . R -67.5
steel T attach Metal Seam Plate inch o.c. outside
combination EXTRA
i - i D 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
. . Prelim. (concrete only) or CD-10 (concrete only) Fastener and : 5.5- 42.5-inch 1.5-inch
SC-381 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 6-inch o.c. . R -82.5
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, onege Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 42.5-inch 1.5-inch
SC-382 more layers, any Sure-Weld 12-inch o.c. ) R -82.5
steel N attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 42 5-inch 1.5-inch
SC-383 steel or min. 2,500 psi more layers, any ' Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. o : o -112.5
L attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
SURE-WELD FLEECEBACK APPLICATIONS:
Min. 22 ga, type B, Grade 80 Min. 1.5-inch, one or . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
. . Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 138.5-inch 1.5-inch
SC-384 steel or min. 2,500 psi more layers, any . . . " 12-inch o.c. . R -30.0
e attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination
Eyehook Seam Plate (AccuSeam)

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 62 of 126



NEmoO | etc.e
TABLE 2H: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 3, Note 13) Roof Cover (Note 15A)
S Deck (Note 1) Attach Fast L L S MDP
No. T ac M E s astener ap ap eam (psf)
ype (Note 5) AL astener (Note 11) Spacing Width Spacing Weld
lisle HP-X F | onl lisle HD 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Carlisle astener (steel only), Carlisle %10 . .
SC.-385 steel or min. 2 500 psi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 375
o P . v o v attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” " inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga.., type B, Grade 80 Min. 2.5-inch, one or Prelim. Sure-Weld CarllsIe: HP-X Fastener and Piranha Plate (steel only) . 6.5- 137 5-inch 1.5-inch
SC-386 steel or min. 2,500 psi more layers, any FleeceBACK or Carlisle HD 14-10 (concrete only) or CD-10 6-inch o.c. . R -45.0
s attach . inch o.c. outside
structural concrete combination 115 or 135 (concrete only) Fastener and Piranha Plate
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate (steel . .
R . Prelim. ) . 5.5- 114.5-inch 1.5-inch
SC-387 steel or min. 2,500 psi more layers, any FleeceBACK only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. ; R -45.0
L attach \ inch o.c. outside
structural concrete combination RL (concrete only) Fastener and Piranha Plate
Min. 22 ga, type B, Grade 80 Min. 1.5-inch, one or . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . ‘
sc.388 steel or min. 2 500 psi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 60.0
- P . v o v attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)

TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)

Insulation Roof Cover (Note 15A)
System Deck (Note 1) n h MDP
ttac
No. T M F Note 11 Attach sf
ype Note 5 embrane astener (Note 11) ttachment (psf)
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . . . .
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 138-inch o.c. The plates are centered over each strip and
SC-389 X layers, any Weld HS or Sure- . . . o . -30.0
2,500 psi structural L attached only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
combination Weld EXTRA . . . X S .
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . . . .
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 114-inch o.c. The plates are centered over each strip and
SC-390 X layers, any Weld HS or Sure- . . . o . -45.0
2,500 psi structural L attached only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
combination Weld EXTRA . . . X L .
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more ) Sure-Weld, Sure- . . . . .
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 90-inch o.c. The plates are centered over each strip and
SC-391 . layers, any Weld HS or Sure- . . ) . . -52.5
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . ) . R
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 120-inch o.c. The plates are centered over each strip and
SC-392 R layers, any Weld HS or Sure- ! . ) o . -60.0
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate HP-250 Primer at the strip location, then rolling into place with a hand roller.
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TABLE 2i: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)

Insulation Roof Cover (Note 15A)
System MDP
No Deck (Note 1) T Attach Memb Fastener (Note 11) Attachment sf
. ype N embrane astener (Note achmen
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . . . .

Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 60-inch o.c. The plates are centered over each strip and

SC-393 . layers, any Weld HS or Sure- ) . ) o . -60.0
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 12-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate HP-250 Primer at the strip location, then rolling into place with a hand roller.

TABLE 2;: STEEL DECKS oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE D-3: INSULATED, MECHANICALLY ATTACHED AND INDUCTION WELDED ROOF COVER

LS (i Roof Cover (Note 15A, Note 15B)
(Note 3, Note 13)
System Deck (Note 1) In-Lap Fastening Induction Weld Fastening MDP
No. Type Attach Y - Fastener e P 7 m 3 e (psf)
ress astener ap ap eam . oof Cover
Note 5 Note 11
{Note 5) {Note 11) Plate Spacing Width Spacing Weld B AR Spacing Securement
Min. 22 ga., type Min. 2.5-inch, One (1) row beneath induction
B, Grade 33 steel . Sure-Weld or . . ) . . .
) ~ | one or more Prelim. Carlisle HP- | Piranha 12-inch 5.5- 186.5- 1.5-inch | RhinoBond the roof cover and welded with
SC-394 or min. 2,500 psi Sure-Weld ; . R . -30.0
structural layers, any attach EXTRA X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 12- | RhinoBond
concrete combination inch o.c. tool
:;’”2' Zj g?a:; tzpel Min. 1.5-inch, Sure-Weld One (1) row beneath induction
$C-395 o’r mrlan e2 50; esei one or more Prelim. (min. 60-mil) | Carlisle HP- | Piranha 12-inch 5.5- 114.5- 1.5-inch RhinoBond the roof cover and welded with 45.0
structu.rarl P layers, any attach or Sure-Weld | X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 12- | RhinoBond ’
concrete combination EXTRA inch o.c. tool
ll;llig. Zj g;; typel Min. 2.5-inch, Sure-Weld or One (1) row beneath induction
! r.a ¢ stee. one or more Prelim. Carlisle HP- | Piranha 6-inch 5.5- 186.5- 1.5-inch RhinoBond the roof cover and welded with
SC-396 or min. 2,500 psi Sure-Weld . . . . -60.0
structural layers, any attach EXTRA X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 6- RhinoBond
concrete combination inch o.c. tool
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer(s) — Roof Cover (Note 15) e
No. (Note 1) Type Nottetsa6c7 s Type Nottetsa:7 g Membrane Application (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-1. structL;raI concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
(RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-2. structt]ral concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min..O.S-ir.mh InsulBase, SecurShield Flexﬁble FAST or :::E:ﬁ: (Optional) Additional layer(s) base FIex?bIe FAST or
Cc-3 structt]ral concrete or Min. 1-inch Insulfoam |, II, IX, VIII, Flexible FAST DT Coverboard: Min€0.T8inch@PeURIEK Flexible FAST DT Sure-Weld Aqua Base 120 BA -157.5
XIV or XV (RIBBON) ~OVEILDATg: V. L. (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or Insulfation.: (Optional) Min. 0.5-inch SecurShield | Flexible FAST or
C-4. structt]ral concrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-5. structl;ral concrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
I, 11, 1X, VI, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-6. structL;raI concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . Optional) Additional optional layer(s) min. 1- .
c7. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | T eXible FAST i(ncph Insul)foam I, IX, \F/)m, XIV oZX\ﬁ f)ollowed Flexible FAST Sure-Weld CAV-GRIP Il AP -352.5
structural concrete (RIBBON) " X . (RIBBON)
by additional layer(s) base insulation
. . ) Optional) Additional optional layer(s) min. 1- .
c-s. Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | | cXI0l€ FAST DT i(nc: Insulloam 1L, IX, \7|||, XIV o:IX\; f)ollowed Flexible FASTDT | ¢ o Weld CAV-GRIP Il AP -277.5
structural concrete (RIBBON) " X . (RIBBON)
by additional layer(s) base insulation
. . - Optional) Additional optional layer(s) min. 1- .
C-9. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield FICABIC FAST DT i(ncph Insul)foam 1,10, 1%, \F/)III, XV oZX\f f)ollowed Flexible FAST DT Sure-Weld CAV-GRIP Il AP -352.5
structural concrete (FULL) . X . (FULL)
by additional layer(s) base insulation
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-10. Structl,llral concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-11. structL;raI concrete or Min. 1-inch Insulfoam |, 11, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
. . Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base .
c-12. Min. 2,500 psi or Min. 1-inch Insulfoam I, I, IX, viil, | FXible FAST insulation plexibIgFAST Sure-Weld CAV-GRIP Il AP -397.5
structural concrete (RIBBON) . . . (RIBBON)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
. . Min. 1.5-inch InsulBase, SecurShield X Insulation: (Optional) Additional layer(s) base .
C-13. Min. 2,500 psi or Min. 1-inch Insulfoam I, 11, ix, viii, | FleXible FASTDT 1 c otion Flexible FASTDT | ¢ . \veld CAV-GRIP 11l AP 2775
structural concrete (RIBBON) . . . (RIBBON)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Flexible FAST or insulation Flexible EAST or
C-14. v P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld CAV-GRIP IIl AP -157.5
structural concrete ———— ; A
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
C-15. stru.ctl;ral cchrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld CAV-GRIP IIl AP -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: ional) Additional |
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or m (Optional) Additional layer(s) base Flexible FAST or
C-16. Stru.ctl,’lral Cchrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -157.5
XIV or XV (RIBBON) =overvoard: Min. 9.2>-InC (RIBBON)
Gypsum-Fiber Roof Board
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
C-17. Stru.ctl,’lral Cchrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -187.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
C-18. Min. 0.5-inch SecurShield HD - Sure-Weld CAV-GRIP 1l AP -127.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON)
in. i i Insulation: Min. 1.6-inch Optim-R i
c19. | Min-2,500psi Min. 0.5-inch SecurShield HD Flexible FASTDT | Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | ¢ o Weld CAV-GRIP Il AP -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL)
Insulation: (Optional) Additional | b
Min. 2500 osi Flexible FAST or m (Optional) Additional faver(s)base | ¢\ iy FasT or
C-20. . P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . i Flexible FAST DT Sure-Weld CAV-GRIP IIl AP -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) ~<OVETROdTE (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢ 0 eacr insEIatilon (Optional) Add verte) Flexible FAST
C-21. i P SecurShield or Min. 1-inch Insulfoam . . . Sure-Weld CAV-GRIP IIl AP -397.5
structural concrete LI X, VI XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
O O SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
ote Type AN Type RPN, Membrane Application
. ) . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . T .
C-22. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . . i Qg xibIQFASEDT Sure-Weld CAV-GRIP Il AP -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
1, 11, 1X, VIII, XIV or XV =
SecurShield HD Plus or EcoStorm VSH
. . R Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . N ’ .
c-23. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam | FIeXPle FASTDT | insulation ) ) Flexible FASTDT | ¢ . \veld CAV-GRIP Il AP -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 11, 1X, VI, XIV or XV - .
SecurShield HD Plus or EcoStorm VSH
| lation: (Opti 1) Min. 1.5-inch S Shield
. . Flexible FAST or nsu ? |o_n‘ (Optional) Min INCRecyl™sy Flexible FAST or
Min. 2,500 psi . . X or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV .
C-24. Min. 2-inch ChannelDry EPS Flexible FAST DT . K R Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) === (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
Min. 2,500 psi Flexible FAST DT | or Min. L-inch Insulfoam I, II, IX, VIIl, XIV or Xy | Flexible FASTor
C-25. 7 p Min. 2-inch ChannelDry EPS . ’ ) R Flexible FAST DT Sure-Weld CAV-GRIP Il AP -397.5
structural concrete (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
o.c.) SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST insulation Flexible FAST
-26. -Wel CAV-GRIP IIl AP - X
c-26 structural concrete SecurShield (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) Sure-Weld G 3900
SecurShield HD Plus or EcoStorm VSH
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-27. stru;:tL;ral ancrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-28. :frlz;:tzllfglocz:crete SecurShield or Min. 1-inch Insulfoam {:{T;:)(;eNEAST insulation {;{?;:)(;EN';AST Sure-Weld CAV-GRIP Il AP -352.5
1,11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i in. 1.5-i B Insulation: (Optional) Additional | b
Min. 2,500 psi (Optlona}l) Min .5 |ntfh InsulBase, Flexible FAST DT 'nsu a .|0n (Optional) itional layer(s) base Flexible FAST DT
C-29. SecurShield or Min. 1-inch Insulfoam insulation Sure-Weld CAV-GRIP IIl AP -277.5
structural concrete (RIBBON) . X (RIBBON)
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
.2 D N X D
c-30. :frlzcu;fglocz:crete SecurShield or Min. L-inch Insulfoam ::FlfJxL'E’)'e FASTDT | insulation (F;EXL'E’)'E FASTDT | g\ re-weld CAV-GRIP Ill AP 3525
1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-31. stru.ctl;ral cgncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
System Deck L Ry £ yer(s) [ {Note 13) MDP
ac ac -
No. (Note 1) (psf)
ote Type (Notes 6,7,8) Type (Notes 6,7,8) Membrane Application
Min. 2.500 bsi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-32. stru.ctl;ral cchrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP IIl AP -187.5
I, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2.500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-33. stru.ctL;raI czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-34. stru.ctljlral cchrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2.500 bsi Flexible FAST or insulation Flexible FAST or
C-35. o p Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld LVOC BA -157.5
structural concrete =3 ; .
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
C-36. stru;:tllral czncrete or Min. 1-inch Insulfoam |, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld LVOC BA -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: ional) Additional |
Min. 2.500 bsi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or m (Optional) Additional layer(s) base Flexible FAST or
C-37. stru.ctl;ral cFo)ncrete or Min. 1-inch Insulfoam I, 11, IX, VIII, Flexible FAST DT ) board: Min. 0.25-inch SECUROCK Flexible FAST DT Sure-Weld LVOC BA -127.5
XIV or XV (RIBBON) ~overpoarg: Min. £.2--Inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
C-38. stru.ctl.’lral czncrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam |, Il, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi . - . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
C-39. ’ Min. 0.5-inch S Shield HD - Sure-Weld LVOC BA -127.5
structural concrete n INCh SECUNSIE (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) ure-ie
in. i i Insulation: Min. 1.6-inch Optim-R i
c40. | Min-2,500psi Min. 0.5-inch SecurShield HD Flexible FASTDT | Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | ¢ o weld LVOC BA 3975
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL)
Insulation: ional) Additional |
Min. 2.500 bsi Flexible FAST or i:zm:z;g: (Optional) Additional layer(s) base Flexible FAST or
C-41. i P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . i Flexible FAST DT Sure-Weld LVOC BA -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) ~<OVETROdTE (RIBBON)
SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ o0 oy |2::|I:t:g: {Oprional Additonallaerl be=g Flexible FAST
C-42. v P SecurShield or Min. 1-inch Insulfoam . . i Sure-Weld LVOC BA -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
1, 11, 1X, VIII, XIV or XV -
SecurShield HD Plus or EcoStorm VSH
. . R Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . N ’ .
C-43. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam | F|eXi0le FASTDT | insulation ) ) Flexible FASTDT | ¢ . \veld LVOC BA 2775
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
1, 11, IX, VI, XIV or XV ~OVEroard
SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . P .
. lat
ca4, | Min- 2,500 psi Securshield or Min. 1-inch Insulfoam | IcXiPle FASTDT | insulation = = , Flexible FASTDT | ¢\ o weld LVOC BA 397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 11, 1X, VI, XIV or XV - X
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2 i . . . Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV .
C-45. in. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT orvi inc . O3 0? R or Flexible FAST DT Sure-Weld LVOC BA -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) “ERPTI (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
a6 Min. 2,500 psi Vi 2-inch ChannelDry £PS Flexible FASTDT | or Min. L-inch Insulfoam I, II, IX, VI, XIV or XV i::"!z:: Z:zi N Voc BA 2075
= b In. 2-1 . X1 ure- - .
structural concrete Y (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
o.c.) SecurShield HD Plus or EcoStorm VSH
X . X Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, X y . .
) insulation
c47. | Min-2,500psi SecurShield or Min. 1-inch Insulfoam | IeXible FAST et o , Flexible FAST Sure-Weld LVOC BA -390.0
structural concrete L1l I VIIL XIV or XV (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER)
e SecurShield HD Plus or EcoStorm VSH
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-48. stru.ctl,’lral cchrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
: . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-49. :ﬂ:z;tztlfacjlocgilcrete SecurShield or Min. 1-inch Insulfoam {;T;g)éeNl;AST insulation F;;l:cl)eNl;AST Sure-Weld LVOC BA -352.5
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optlonz?l) Min 1.5 |nt?h InsulBase, Flexible FAST DT .nsu a .|0n (Optional) itional layer(s) base Flexible FAST DT
C-50. SecurShield or Min. 1-inch Insulfoam insulation Sure-Weld LVOC BA -277.5
structural concrete (RIBBON) . X (RIBBON)
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
: . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-51. 's\::l;zlctztlfaolocg:crete SecurShield or Min. 1-inch Insulfoam ::;EXCB'e FASTDT insulation F;EXCE;G FASTDT Sure-Weld LVOC BA -352.5
1, 1, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer —— Top Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-52. structl;ral concrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
I, 11, 1X, VI, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-53. structL;raI concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . Optional) Additional optional layer(s) min. 1- .
csa. | Min-2,300psi Min. 1.5-inch InsulBase, Securshield | T FAST i(ncph Insul)foam 1, X, VI, XV 0|YX\£ f)ollowed Flexible FAST Sure-Weld Sure-Weld BA -352.5
structural concrete (RIBBON) e Y . (RIBBON)
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
C-55. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT incph Insulfoam |, 11, IX, \7III, XV OIYX\$ f)ollowed Flexible FAST DT Sure-Weld Sure-Weld BA -277.5
structural concrete (RIBBON) e X . (RIBBON)
by additional layer(s) base insulation
. . . Optional) Additional optional layer(s) min. 1- .
C-56. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT i(ncF:1 Insulz‘oam 1,11, 1X, \’/)III, XV oZX\ﬁ f)ollowed Flexible FAST Sure-Weld Sure-Weld BA -352.5
structural concrete (FULL) . ) . (FULL)
by additional layer(s) base insulation
Min. 2,500 psi Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-57. structl;ral concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or !nsulatfon: (Optional) Additional layer(s) base Flexible FAST or
C-58. structL;raI concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Flexible FAST or insulation Flexible EAST or
C-59. ! Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
structural concrete ————— ; A
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
C-60. structl,’lral concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld Sure-Weld BA -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
X . i Insulation: (Optional) Additional layer(s) base
. . Min. 0.5-inch InsulBase, SecurShield . T .
c-61. Min. 2,500 psi or Min. 1-inch Insulfoam I 11, ix, vii, | Fiexible FAST insulation _ Flexible FAST Sure-Weld Sure-Weld BA 67.5
structural concrete XIV or XV (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON)
Ultralight Coated Glass-Mat Roof Board
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Min. 2.500 bsi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or —:E:EII:::SE (Optional) Additional layer(s) base Flexible FAST or
C-62. stru'ctL;raI czncrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
XIV or XV (RIBBON) ~overboard: Vin. ©.2>-Inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
in. i .
C-63. structt]ral czicrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld Sure-Weld BA -187.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
C-64. ! Min. 0.5-inch SecurShield HD - Sure-Weld Sure-Weld BA -127.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON)
in. i i | lation: Min. 1.6-inch Optim-R i
C-65. Min. 2,500 psi Min. 0.5-inch SecurShield HD Flexible FASTDT | Insulation: Min. 1.6-inch OptimR Flexible FASTDT | e weld Sure-Weld BA 397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL)
Min. 2.500 bsi Flexible FAST or —:223:2::22 (Optional) Additional layer(s) base Flexible FAST or
C-66. i P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . X . Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) ~=CVELDArs (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ 1o pacr .2?&21.'22 1PNl Adtonallayerte]hase Flexible FAST
C-67. " P SecurShield or Min. 1-inch Insulfoam . . i Sure-Weld Sure-Weld BA -397.5
structural concrete 1L X VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
R SecurShield HD Plus or EcoStorm VSH
X . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . h W .
. lat
C-68. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Figugle FAL Dig gy - avon . . i Flexible FAST DT Sure-Weld Sure-Weld BA -277.5
structural concrete LI X VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
e SecurShield HD Plus or EcoStorm VSH
. ) . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . ; ; .
Min. 2 FI le FAST DT nsulation FI le FAST DT
C-69. in. 2,500 psi SecurShield or Min. 1-inch Insulfoam exible FAS insutati . . . exible FAS Sure-Weld Sure-Weld BA -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 11, 1X, VI, XIV or XV - X
SecurShield HD Plus or EcoStorm VSH
Flexible FAST Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST
Min. 2,500 psi o exiole or or Min. 1-inch Insulfoam 1, 11, IX, VIII, XIV or XV exiole or
C-70. Min. 2-inch ChannelDry EPS Flexible FAST DT . K R Flexible FAST DT Sure-Weld Sure-Weld BA -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) === (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
Min. 2,500 psi Flexible FASTDT | or Min. 1-inch Insulfoam I, I, IX, VIll, XIV or Xy | F1exible FAST or
C-71. ! Min. 2-inch ChannelDry EPS R . K X Flexible FAST DT Sure-Weld Sure-Weld BA -397.5
structural concrete (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
o.c.) SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
(Optional) Min. 1.5-inch InsulBase Insulation: (Optional) Additional layer(s) base
i in. 1.5-i u o
in. i ! i lat i
C-72. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Flexible FAST insulation . X X ) A Sure-Weld Sure-Weld BA -390.0
structural concrete (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER)
1, 11, 1X, VIII, XIV or XV -
SecurShield HD Plus or EcoStorm VSH
Min. 2.500 bsi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-73. stru'ctL;raI czicrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optlona}l) Min. 1..5-|ntfh InsulBase, Flexible FAST w: (Optional) Additional layer(s) base Flexible FAST
C-74. SecurShield or Min. 1-inch Insulfoam insulation Sure-Weld Sure-Weld BA -352.5
structural concrete (RIBBON) . ¢ (RIBBON)
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b.
Min. 2,500 psi (Optlone.xl) Min 1.5 |n(fh InsulBase, Flexible FAST DT .nsu a !on (Optional) itional layer(s) base Flexible FAST DT
C-75. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Weld Sure-Weld BA -277.5
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
Min. 2,500 Flexible FAST DT T . N Flexible FAST DT
C-76. n- % pst SecurShield or Min. 1-inch Insulfoam exiole insulation exiole Sure-Weld Sure-Weld BA -352.5
structural concrete (FULL) . ) (FULL)
1,11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-77. stru.ctl,’lral cchrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2.500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-78. stru;:tllral czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -187.5
I, 11, 1X, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
i 2500 o] :2:3::::22 (Optional) Additional layer(s) base CAV-GRIP 11l AP,
C-79. o P Min. 1.5-inch InsulBase, SecurShield 0B500 . . 0OB500 Sure-Weld Sure-Weld BA, LVOC -120.0
structural concrete Coverboard: Min. 0.25-inch SECUROCK BA
Gypsum-Fiber Roof Board
. . . . (Optional) Additional optional layer(s) of min.
Min. 2 Min. 1.5-inch ACF I, 1 IB
C-80. in. 2,500 psi in. 1.5-inch ACFoam [l, InsulBase, | 55, 1-inch Insulfoam 1, II, IX, VIII, XIV or XV followed | OB500 Sure-Weld Aqua Base 120 -127.5
structural concrete SecurShield, ENRGY 3 - R .
by additional layers base insulation
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam ll, InsulBase, insulation
-81. B B - B 12 -127.
c8l structural concrete | SecurShield, ENRGY 3 08500 Coverboard: Min. 0.25-inch DensDeck or 0B500 Sure-Weld Aqua Base 120 7.5
DensDeck Prime
: . . . (Optional) Additional optional layer(s) of min.
c-82. Min. 2,500 psi Min. 1.5-inch ACFoam I, InsulBase, | ypq L-inch Insulfoam I, 11, IX, VIII, XIV or XV followed | OB500 Sure-Weld Sure-Weld BA -150.0
structural concrete SecurShield, ENRGY 3 -, . .
by additional layers base insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Min. 2.500 bsi (Optional) Additional optional layer(s) of min.
C-83. o P Min. 1.5-inch InsulBase, SecurShield OB500 1-inch Insulfoam I, Il, IX, VIII, XIV or XV followed OB500 Sure-Weld CAV-GRIP 11l AP -150.0
structural concrete - A .
by additional layers base insulation
Insulation: (Optional) Additional layer(s) base
-84, Min. 2,500 psi Min. 1.§-|nch ACFoam I, InsulBase, 0B500 insulation . . 0B500 Sure-weld Sure-Weld BA 150.0
structural concrete SecurShield, ENRGY 3 Coverboard: Min. 0.25-inch DensDeck or
DensDeck Prime
. . . . Insulation: (Optional) Additional layer(s) base
C-85. Min. 2,500 psi Min. 1.5-inch ACFoam Il, InsulBase, | 554, insulation 0B500 Sure-Weld CAV-GRIP Il AP -150.0
structural concrete | SecurShield, ENRGY 3 ) ) .
Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2.500 psi (Optional) Additional optional layer(s) of min. CAV-GRIP Il AP,
C-86. o P Min. 0.5-inch InsulBase, SecurShield 0OB500 1-inch Insulfoam |, 11, IX, VIII, XIV or XV followed 0OB500 Sure-Weld LVOC BA or Sure- -157.5
structural concrete ) \ ) .
by min. 0.5-inch base insulation Weld BA
Insulation: (Optional) Additional | b.
C-87. i P Min. 2-inch InsulBase, SecurShield OB500 . . 0OB500 Sure-Weld Sure-Weld BA or -247.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK
-] Aqua Base 120
Gypsum-Fiber Roof Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 2.500 bsi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or Sure-Weld i::z:z:: i:ﬂ gl:l'
C-88. o P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT . -45.0
structural concrete e X . FleeceBACK (RIBBON, 12-inch
(RIBBON) by additional layer(s) base insulation (RIBBON) 0c)
Insulation: (Optional) Additional layer(s) base .
. . Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or insulation Flexible FAST or FIex!bIe FAST or
Min. 2,500 psi R . . ) . . . Sure-Weld Flexible FAST DT
C-89. or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST DT . -45.0
structural concrete N—— ) . FleeceBACK (RIBBON, 12-inch
XIV or XV (RIBBON) SECUROCK Gypsum-Fiber Roof Board or min. (RIBBON) 0.c)
0.5-inch SecurShield HD or SecurShield HD Plus -
Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
Flexible FAST or . R Flexible FAST or
in. i or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV . - i
C-90. Min. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT N 2-nch nsuttoa : Flexible FAST DT | Sure-Weld Flexible FAST DT 45.0
structural concrete Coverboard: Min. 0.5-inch SecurShield HD or FleeceBACK (RIBBON, 12-inch
(RIBBON) — (RIBBON)
SecurShield HD Plus o.c.)
Insulation: (Optional) Additional | b
Min. 2.500 o (Optional) Min. 0.5-inch InsulBase, | Flexible FAST or —I::Elzt:z: (Optional) Additional layer(s) base Flexible FASTor | Flexible FAST or
C-91. stru;:tllral czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 0.5-inch S shield HD Flexible FAST DT FleeceBACK Flexible FAST DT -90.0
1, 11, 1X, VL, XIV or XV (RIBBON) =overboard: Vin. .5-Inch >ecurshie or (RIBBON) (RIBBON, 6-inch o.c.)
SecurShield HD Plus
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac| .
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Min. 2.500 osi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-Weld Flexible FAST or
C-92. stru.ctl;ral cchrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT FleeceBACK Flexible FAST DT -90.0
I, 11, 1X, VIIL, XIV or XV (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON) (RIBBON, 6-inch o.c.)
Flexible FAST Insulation: (Optional) Min. 0.5-inch SecurShield Hexible FAST Flexible FAST
Min. 2,500 psi o exible or or Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV exipe or | sure-weld exivie or
C-93. structural concrete Min. 2-inch ChannelDry EPS Flexible FAST DT c board: Min. 0.5-inch S Shield HD Flexible FAST DT FleaceBACK Flexible FAST DT -90.0
(RIBBON) ~overpoare: Min. L.o-Inch >ecur>nield 1L, (RIBBON) (RIBBON, 6-inch o.c.)
SecurShield HD Plus or EcoStorm VSH
. . . . . Flexible FAST or !nsulat.lon: (Optional) Additional layer(s) base Flexible FAST or FIex!bIe FAST or
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, . insulation . Sure-Weld Flexible FAST DT
C-94. R Flexible FAST DT . ¢ \ Flexible FAST DT . -45.0
structural concrete SecurShield Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK (RIBBON, 12-inch
(RIBBON) —_— (RIBBON)
Composite o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2.500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or Sure-weld
C-95. stru.ctl;ral cchrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT FleeceBACK Flexible FAST (FULL) -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
) . . (Optional) Additional optional layer(s) min. 1- .
.2 -
C-96. Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | | \<Xiole FAST inch Insulfoam I, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Flexible FAST (FULL) | -397.5
structural concrete (RIBBON) >, . ) ) (RIBBON) FleeceBACK
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
c-97. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | eX1PIe FASTDT | 4 sulfoam I, 1l IX, VIIL, XIV or XV followed Flexible FASTDT | Sure-Weld Flexible FAST (FULL) | -277.5
structural concrete (RIBBON) » X . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. . N (Optional) Additional optional layer(s) min. 1- .
Min. 2 FI le FAST DT FI le FAST DT -Wel
C-98. in. 2,500 psi Min. 1.5-inch InsulBase, Securshield | | cXioI€ FAS inch Insulfoam 1, 11, IX, VIII, XIV or XV followed exible FAS Sure-Weld Flexible FAST (FULL) | -397.5
structural concrete (FULL) . X . (FULL) FleeceBACK
by additional layer(s) base insulation
) . . (Optional) Additional optional layer(s) min. 1- .
.2 -
C-99. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | | <Xiole FAST inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Flexible FAST (FULL) | -390.0
structural concrete (SPLATTER) " . . (SPLATTER) FleeceBACK
by additional layer(s) base insulation
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-100. L\fr'z'ctzl;fgocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT i:;r:c'\e'\éigK Flexible FAST (FULL) | -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 1.5-inch InsulB. hiel Insulation: (Optional) Additional | b
Min. 2,500 psi in. 1.5-inch InsulBase, SecurShield | o\ ;0 ppgr Insulation: (Optional) Additional layer(s)base | o\ iy past Sure-Weld .
C-101. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (RIBBON) . . . (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i Insulation: (Optional) Additional | b
c102, | Min-2,500psi mmMiﬁ 51[?:&'Tr?:l?fisaerﬁeiurlihl\jlll‘lj Flexible FAST DT |::E|:t:22 (Optional) AddiionallayerlsIB2e | Flexible rasTOT | Sure-Weld Flexible FAST (FULL) | -277.5
’ structural concrete : P (RIBBON) . . . (RIBBON) FleeceBACK ’
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Min. 2,500 psi Mln..1.5-|r.1ch InsulBase, SecurShield Flexible FAST DT !nsulat.lon: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld .
C-103. or Min. 1-inch Insulfoam |, II, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (FULL) . . . (FULL) FleeceBACK
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i -i i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Mln.‘1.5 |r.1ch InsulBase, SecurShield Flexible FAST “nSuaton (Opti ) ” yer(s) Flexible FAST Sure-Weld )
C-104. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -390.0
structural concrete (SPLATTER) ) ) ) (SPLATTER) FleeceBACK
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Flexible FAST or insulation Flexible FAST or Sure-Weld
C-105. o P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Flexible FAST (FULL) -157.5
structural concrete —_— ; X FleeceBACK
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 1.5-inch InsulBase, SecurShield insulation
Min. 2,500 psi ’ Flexible FAST Flexible FAST Sure-Weld
C-106. - £,°00 ps! or Min. L-inch Insulfoam I, Il, IX, VIIl, | - xoe Coverboard: Min. 0.25-inch DEXcell FA Glass extbre ure-we Flexible FAST (FULL) | -345.0
structural concrete (RIBBON) T v ; X (RIBBON) FleeceBACK
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 1.5-inch InsulBase, SecurShield insulation
Min. 2 i ! Flexible FAST DT Flexible FAST DT -Wel
c-107. in. 2,500 psi or Min. 1-inch Insulfoam I, I, Ix, viii, | FIeXible FAS Coverboard: Min. 0.25-inch DEXcell FA Glass exible FAS Sure-Weld Flexible FAST (FULL) | -277.5
structural concrete (RIBBON) = . ; X (RIBBON) FleeceBACK
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or insslatilon (Opti ) ” yer(s) Flexible FAST or Sure-Weld
C-108. Stru.ctl,’lral cchrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK Flexible FAST DT FleeceBACK Flexible FAST (FULL) -127.5
XIV or XV (RIBBON) ~overpoard: Min. 9.2>-InC (RIBBON)
Gypsum-Fiber Roof Board
in. 1.5-i B i . Insulation: (Optional) Additional | b )
Min. 2,500 psi Min ' 5 |r.1ch InsulBase, SecurShield Flexible FAST 'nsu a .|0n (Optional) itional layer(s) base Flexible FAST Sure-weld .
C-109. or Min. 1-inch Insulfoam I, Il, 1X, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 1.5-inch InsulB S Shield Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi in. 1.5-inch InsulBase, Securshield | o\ ;) cacppy | Insulation: (Optional) ver(s) Flexible FAST DT | Sure-Weld .
Cc-110. or Min. 1-inch Insulfoam I, II, IX, VIII, insulation Flexible FAST (FULL) -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min '1 5 ||t1ch InsulBase, SecurShield Flexible FAST DT .nsu a .|0n (Optional) itional layer(s) base Flexible FAST DT Sure-weld .
C-111. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (FULL) . . (FULL) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L Ry £ yer(s) [ Ze MDP
ac ac -
No. (Note 1) (psf)
ote Type AN Type RPN, Membrane Application
. . Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi . . . ; R . Sure-Weld .
C-112. structural concrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT FleeceBACK Flexible FAST (FULL) -202.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2.500 osi E:zx!s:: E:g g:_ Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or Sure-weld
C-113. - % pst Min. 2-inch ChannelDry EPS X . or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT u Flexible FAST (FULL) -397.5
structural concrete (RIBBON, 6-inch . . FleeceBACK
0.c) Coverboard: Min. 7/16-inch APA rated OSB (FULL)
i Insulation: (Optional) Additional la b
Min. 2,500 psi Min ‘1 > |r.1ch InsulBase, SecurShield Flexible FAST .nsu 2 !on (Optional) itional layer(s) base Flexible FAST Sure-Weld .
C-114. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -390.0
structural concrete (SPLATTER) . . (SPLATTER) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld .
S structural concrete Min. 0.5-inch Securshield HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK Flexible FAST (FULL) 1275
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld .
- o Min. 0.5-inch hield HD FI le FAST (FULL - i
c-116 structural concrete in. 0.5-inch Securshield (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK exible FAST (FULL) 3900
Insulation: (Optional) Additional | b
Min. 2.500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or —i:z:jl:tilg: (Optional) itional layer(s) base Flexible FAST or Sure-Weld
C-117. stru.ctl,llral cgncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min’ 0.5-inch S Shield HD Flexible FAST DT FleeceBACK Flexible FAST (FULL) -157.5
I, 11, 1X, VIII, XIV or XV (RIBBON) ~OVernoard: Min. U.o-mch >ecurshie , (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 0.5-inch SecurShield
Min. 2,500 psi Flexib|g FARg or or MinI 1—in(chplrl1$ulfcian':l [ |xI VIl X|\l/J or)I(V Flexible FASTor | ¢ o \eld
C-118. 4200 P Min. 2-inch ChannelDry EPS Flexible FAST DT ' . R Flexible FAST DT Flexible FAST (FULL) -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK
(RIBBON) o (RIBBON)
SecurShield HD Plus or EcoStorm VSH
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2,500 N X . Sure-Weld .
c-119. - £,00 ps! Min. 0.5-inch InsulBase, Securshield | Flexible FASTDT | insulation Flexible FASTDT | 2U'¢™e Flexible FAST (FULL) | -157.5
structural concrete . X FleeceBACK
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
ional) Min. 1.5-inch InsulB Insulation: (Optional) Additional | b.
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | gy 0 ppor Insulation: (Optional) Additional layer(s) base | o\ eacr Sure-Weld .
C-120. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -352.5
structural concrete (RIBBON) . X (RIBBON) FleeceBACK
1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ o paorpy | Lnsulation: (Optional) Additional layer(s) base | ¢\ i1 eacr b | sure-weld .
C-121. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -277.5
structural concrete (RIBBON) . X (RIBBON) FleeceBACK
1,11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i in. 1.5-i B . Insulation: (Opti 1) Additi I b .
Min. 2,500 psi (Optlonél) MY .5 m?h InsulBase, Flexible FAST DT 7'nsu 2 .|on (Optional) itional layer(s) base Flexible FAST DT Sure-Weld .
C-122. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -352.5
structural concrete (FULL) . X (FULL) FleeceBACK
1, 10, 1X, VHI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
ote Type AN Type RPN, Membrane Application
. . Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi . . . ; R . Sure-Weld .
C-123. Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, II, IX, VIII, XIV or XV Flexible FAST DT Flexible FAST (FULL) -202.5
structural concrete . K FleeceBACK
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2.500 osi E:zx!s:: E:g g:_ Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or Sure-weld
C-124. - % pst Min. 2-inch ChannelDry EPS X . or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST DT u Flexible FAST (FULL) -397.5
structural concrete (RIBBON, 6-inch . K FleeceBACK
0.c) Coverboard: Min. 0.5-inch EcoStorm VSH (FULL)
Insulation: (Optional) Additional | b
Min. 2.500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or i::ﬁl:t;g: (Optional) [Lional Qerts) bgge Flexible FAST or Sure-weld
C-125. stru.ctl;ral cchrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Ming inch s shitiadl Flexible FAST DT FleeceBACK Flexible FAST (FULL) -112.5
1, 11, 1X, VIII, XIV or XV (RIBBON) ~overboare: Minfg S QCIgFURNS (RIBBON)
Composite
Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
X1 . . X1
Min. 2 i Min. 1-inch Insulfoam I, I, IX, VIII, XIV or XV ! -Wel )
C-126. in. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT | O V'~ 2-inch nsutioa 2 or Flexible FAST DT | Sure-Weld Flexible FAST (FULL) | -112.5
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK
(RIBBON) = (RIBBON)
Composite
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
.2 X . . - .
c-127. :frlzcu;fglocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT ill;r:crﬁgK Flexible FAST (FULL) | -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2.500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-weld
C-128. stru.ctl;ral cgncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT FleeceBACK Flexible FAST (FULL) -187.5
I, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
. . Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or .
c-129. :f::'ctzﬂfzoczzcrete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | inch Insulfoam I, II, IX, VIII, XIV or XV followed Flexible FAST DT ill;r:crﬁgK (F;EXL'E’)'E FASTDT -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
: . . (Optional) Additional optional layer(s) min. 1- . .
c130. | Min-2,500psi Min. 1.5-inch InsulBase, SecurShield | | <XiP!e FAST inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Flexible FAST DT 3975
structural concrete (RIBBON) " X . (RIBBON) FleeceBACK (FULL)
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- . .
c131, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | 1 eX21€ FASTDT 14y ctfoam I, 11, IX, VI, XIV or XV followed | TeXiPle FASTDT | Sure-Weld Flexible FAST DT -277.5
structural concrete (RIBBON) . X . (RIBBON) FleeceBACK (FULL)
by additional layer(s) base insulation
) . . (Optional) Additional optional layer(s) min. 1- . .
.2 . . . D . D - D
C-132. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld Flexible FAST DT -397.5
structural concrete (FULL) " X . (FULL) FleeceBACK (FULL)
by additional layer(s) base insulation
: . . (Optional) Additional optional layer(s) min. 1- . .
Min. 2,500 psi . . . Flexible FAST . Flexible FAST Sure-Weld Flexible FAST DT
-133. ’ Min. 1.5-inch | 1B hiel hi Ifi 1, 11, 1X, VIII, XIV or XV foll - X
€133 | structural concrete | Min- 1.5-nch InsulBase, SecurShield | oo p rrpp) inch Insulfoam I, 1l IX, VIll, XIV or XV followed | cp) yrreg) FleeceBACK | (FULL) 390.0
by additional layer(s) base insulation

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 77 of 126



TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac .
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
c134, | Min-2,500psi Min. 0.5-inch InsulBase, Securshield | Flexible FASTDT | insulation Flexible FAST DT | Sure-Weld Flexible FAST DT -157.5
structural concrete . . . FleeceBACK (FULL)
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | o\ ;0 pacr Insulation; (Optional) Additional layer(s) base | o\ o0 £acr Sure-Weld Flexible FAST DT
C-135. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -397.5
structural concrete (RIBBON) . . . (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
136, | Min- 2,500 psi (';’:'r,\'/'”:]'si'?::h'T;:L?fizer;]slei”rlih'\zlﬁ Flexible FAST DT 7:223::::22 (Optional) Additional layer(s) base Flexible FASTDT | Sure-Weld Flexible FAST DT N
’ structural concrete : P71 (RIBBON) . . . (RIBBON) FleeceBACK (FULL) ’
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i Insulation: (Optional) Additional layer(s) b
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ .\ oo pp | Insulation: (Optional) Additional layer(s) base Flexible FASTDT | Sure-Weld Flexible FAST DT
C-137. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -397.5
structural concrete (FULL) . . . (FULL) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i Insulation: (Optional) Additional | b
13 | Min.2,500 psi (';/:':mi 51'?::h'T;;'J?fizer:leiurlih'\zll‘? Flexible FAST —l:zm:t:z: (Optional) Additional fayer(s) base Flexible FAST Sure-Weld Flexible FAST DT 290.0
’ structural concrete : P T (SPLATTER) ) ) ) (SPLATTER) FleeceBACK (FULL) '
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Flexible FAST or insulation Flexible FAST or
Min. 2,500 psi Sure-Weld Flexible FAST DT
C-139. n- 2,500 psl Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FASTDT | >U'&Vve exibie -157.5
structural concrete . ) : X FleeceBACK (FULL)
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
in. 1.5-i i insulation
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | o o\ £pcr _ _ Flexible FAST Sure-Weld Flexible FAST DT
C-140. or Min. 1-inch Insulfoam I, II, IX, VI, Coverboard: Min. 0.25-inch DEXcell FA Glass -345.0
structural concrete (RIBBON) — ; X (RIBBON) FleeceBACK (FULL)
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
in. 1.5-i i insulation
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | o\ eacr oy _ _ Flexible FASTDT | Sure-Weld Flexible FAST DT
C-141. or Min. 1-inch Insulfoam |, II, IX, VIII, Coverboard: Min. 0.25-inch DEXcell FA Glass -271.5
structural concrete (RIBBON) — : X (RIBBON) FleeceBACK (FULL)
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional | b
Min. 2,500 psi Flexible FAST or |223I2t:2: (Optional) AddifonallayerlsIB22€ 1 Flexie FaST or Sure-Weld Flexible FAST DT
C-142. " P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . Flexible FAST DT -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK FleeceBACK (FULL)
(RIBBON) ~OVErhodrd (RIBBON)
Gypsum-Fiber Roof Board
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac .
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
. . Min. 1.5-inch InsulBase, SecurShield Flexible FAST or —!nsulat.lon: (Optional) Additional layer(s) base Flexible FAST or .
Min. 2,500 psi | ) . insulation . Sure-Weld Flexible FAST DT
C-143. structural concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK Flexible FAST DT FleeceBACK (FULL) -187.5
XIV or XV (RIBBON) ~overboard: Vin. ©.2>-Inc (RIBBON)
Gypsum-Fiber Roof Board
c1aa. | Min. 2,500 psi m'&ii'si'?:?h"l’::llﬁfizer;sleiurlih'\zll‘? Flexible FAST 7:223::::2: (Optional) Additional layer(s) base Flexible FAST Sure-Weld Flexible FAST DT 2975
’ structural concrete : P T (RIBBON) . . (RIBBON) FleeceBACK (FULL) '
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi Mln..1.5-|r.1ch InsulBase, SecurShield Flexible EAST DT !nsulat.lon: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld Flexible FAST DT
C-145. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ o\ pacrppy | Insulation: (Optional) Additional laver(s) base | ¢\ o1 eacr o7 | Sure-weld Flexible FAST DT
C-146. structural concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, (FULL) insulation (FULL) FleeceBACK (FULL) -397.5
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi A A Sure-Weld Flexible FAST DT
Cc-147. strlzctl;ral cZ:crete Min. 2-inch ChannelDry EPS Flexible FAST DT | or Min. 1-inch Insulfoam I, II, IX, VIII, XIV or XV | Flexible FAST DT F:;r:ceBi o« (FEXL'L)E -202.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Flexible FAST or . . . . .
. . X Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or .
c-14g. | Min-2,500psi Min. 2-inch ChannelDry EPS Flexible FASTDT | "\ yin “1inch Insulfoam I, I, IX, VIIl, XIV or XV | Flexible FAST DT | >|re-Weld Flexible FAST DT -397.5
structural concrete (RIBBON, 6-inch . i FleeceBACK (FULL)
0.c) Coverboard: Min. 7/16-inch APA rated OSB (FULL)
in. 1.5-i B i Insulation: (Optional) Additional | b
C1g0. | Min- 2,500 psi (’;/:”,\‘/”n i'_?;:h"l‘::lIfizerjnsleflurl)s(h'vellﬁ Flexible FAST ——i::t:l:tilg: (Optional) Additional laver(s) base | o 1o AT Sure-Weld Flexible FAST DT 3900
’ structural concrete : P T (SPLATTER) . . (SPLATTER) FleeceBACK (FULL) ’
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld Flexible FAST DT
- b . 0.5- D -127.
¢150 structural concrete Min. 0.5-inch SecurShield H (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK (FULL) 75
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld Flexible FAST DT
- . .0.5- D - R
(S structural concrete Min. 0.5-inch SecurShiglgH (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK (FULL) 390.0
Insulation: (Optional) Additional | b
Min. 2,500 psi Flexible FAST or .2?&1.'22 (Opiona) AddifonallayerlsIB22€ 1 Flexie FaST or Sure-Weld Flexible FAST DT
C-152. . P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . i Flexible FAST DT -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK (FULL)
(RIBBON) ~OVervoard (RIBBON)
SecurShield HD Plus or EcoStorm VSH
X ) . Insulation: (Optional) Additional layer(s) base
153 | Min- 2,500 psi (S(ZE:'FZE?QIQA;:“:I:':cl:c'gsl:lial‘:sam Flexible FAST insulation Flexible FAST Sure-Weld Flexible FAST DT 3975
' structural concrete LI IX. VI XIV or )&V (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK (FULL) :
O O SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac .
No. (Note 1) (psf)
ote Type AN Type RPN, Membrane Application
. ) . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ 0\ eacr T | insulation Flexible FASTDT | Sure-Weld Flexible FAST DT
C-154. SecurShield or Min. 1-inch Insulfoam . X i -277.5
structural concrete LI I VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK (FULL)
e SecurShield HD Plus or EcoStorm VSH
. . R Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ o1 eacrpr | insulation Flexible FASTDT | Sure-Weld Flexible FAST DT
C-155. SecurShield or Min. 1-inch Insulfoam . X i -397.5
structural concrete LI X VIIL XIV or XV (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK (FULL)
e SecurShield HD Plus or EcoStorm VSH
R Insulation: (Optional) Min. 1.5-inch SecurShield .
Flexible FAST or YT Flexible FAST or
in. i Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV ! - i
c1s6. | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT | O VM- 2rinch Insutioam A 4d Flexible FAST pT | Sure-Weld Flexible FAST DT 2025
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK (FULL)
(RIBBON) S (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
. . X1
Min. 2,500 psi . . Flexible FAST DT or Min. 1-inch Insulfoam |, Il, IX, VIII, XIV or XV . Sure-Weld Flexible FAST DT
C157. structural concrete Min. 2-inch ChannelDry EPS (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, :;EXLIB'E FAST DT FleeceBACK (FULL) 3975
o.c.) SecurShield HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
C-158 Min. 2,500 psi Sesulrc;r;w?eld c:rr]'Mi.n l:—incss;:suj‘:j;m Flexible FAST insulation Flexible FAST Sure-Weld Flexible FAST DT 3900
’ structural concrete L 1L DG VIIL XIV or )&V (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) FleeceBACK (FULL) ’
e SecurShield HD Plus or EcoStorm VSH
: . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
C-159. :frlzétzdfglocgilcrete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT i:;r:;\e'\g;'gK (F;EXL'B'G FASTDT 1575
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | oo 1o eacy Insulation: (Optional) Additionallayer(s)base | o\ iy past Sure-Weld Flexible FAST DT
C-160. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) FleeceBACK (FULL) -352.5
1,11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i in. 1.5-i B Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o .\ cagrpy | Insulation: (Optional) Additional layer(s) base Flexible FAST DT | Sure-Weld Flexible FAST DT
C-161. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) FleeceBACK (FULL) -277.5
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
ional) Min. 1.5-inch InsulB. Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | oy 1o pacrpp | Insulation: (Optional) Additional laver(s) base | ¢\ o\ easT DT | sure-weld Flexible FAST DT
C-162. structural concrete SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) FleeceBACK (FULL) -352.5
1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2.500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or m (Optional) itional layer(s) base Flexible FAST or Sure-Weld Flexible FAST DT
C-163. stru;:tllral czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 1.5-inch S shield HD Flexible FAST DT FleeceBACK (FULL) -112.5
1, 11, 1X, VIII, XIV or XV (RIBBON) % in. Lo-inch >ecurshie (RIBBON)
omposite
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
Xi . Xi
in. i Min. 1-inch Insulf 1, 11, 1X, VI, XIV or XV . - i
c16a, | Min-2,500psi Min. 2-inch ChannelDry EPS Flexible FASTDT | ©F Vin- 1-inch Insulioam W RV or Flexible FAsT DT | Sure-Weld Flexible FAST DT 1125
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK (FULL)
(RIBBON) - (RIBBON)
Composite
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
C-165. :fr'z'ctzé':’gocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT ig:c"e’\é‘igK (F;E"L'E’)'e FASTDT -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
. . (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
c166. | Min-2,500psi Securshield or Min. 1-inch Insulfoam | Flexible FASTDT | insulation Flexible FAST DT | Sure-Weld Flexible FAST DT -187.5
structural concrete . ¢ FleeceBACK (FULL)
I, 11, 1X, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi ' . ' Flex!ble FAST or FOptlonaI) Additional optional layer(s) min. 1- FIex!bIe FAST or Sure-weld
C-167. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST DT FleeceBACK HydroBond WB -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . (Optional) Additional optional layer(s) min. 1- .
c168. | Min-2,500psi Min. 1.5-inch InsulBase, SecurShield | | XiPle FAST inch Insulfoam I, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld HydroBond WB -280.0
structural concrete (RIBBON) " X . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
Min. 2 FI le FAST DT FI le FAST DT -Wel
C-169. in. 2,500 psi Min. 1.5-inch InsulBase, SecurShield exible FAS inch Insulfoam |, 11, IX, VIII, XIV or XV followed exible FAS Sure-Weld HydroBond WB -277.5
structural concrete (RIBBON) N X . (RIBBON) FleeceBACK
by additional layer(s) base insulation
) . . (Optional) Additional optional layer(s) min. 1- .
.2 D -
C-170. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield FlexibRREATRQT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld HydroBond WB -280.0
structural concrete (FULL) " ) ) (FULL) FleeceBACK
by additional layer(s) base insulation
in. 1.5-i B i i iti i in. 1-
Min. 2,500 psi Min ' 5 |r.1ch InsulBase, SecurShield Flexible EAST §Opt|ona|) Additional optional layer(s) min Flexible FAST Sure-Weld
C-171. or Min. 1-inch Insulfoam I, Il, IX, VIII, inch Insulfoam |, 11, IX, VIII, XIV or XV followed HydroBond WB -280.0
structural concrete (SPLATTER) " X . (SPLATTER) FleeceBACK
XIV or XV by additional layer(s) base insulation
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-weld
C-172. stru;:tL;raI cchrete or Min. 1-inch Insulfoam |, I, IX, VIII, | Flexible FAST DT insulation Flexible FAST DT FleeceBACK HydroBond WB -157.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional | b
Min. 2.500 bsi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or i::tjl:tilg: (Optional) itional layer(s) base Flexible FAST or Sure-Weld
C-173. o P or Min. 1-inch Insulfoam I, I, IX, VIlI, | Flexible FAST DT . . Flexible FAST DT HydroBond WB -157.5
structural concrete Coverboard: Min. 0.25-inch DEXcell FA Glass FleeceBACK
XIV or XV (RIBBON) _— (RIBBON)
Mat Roof Board
Insulation: (Optional) Additional | b
Min. 2500 osi Flexible FAST or —I::Elzt:z: (Optional) Additional laver(s) base | ¢\ 1o pasT o Sure-Weld
C-174. v P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . Flexible FAST DT HydroBond WB -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK FleeceBACK
(RIBBON) ~OVErDDald (RIBBON)
Gypsum-Fiber Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
. X . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | ¢\ o ¢ror insulation Flexible FAST Sure-Weld
C-175. or Min. 1-inch Insulfoam I, Il, IX, VIII, . . HydroBond WB -395.0
structural concrete XIV or XV (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) FleeceBACK
Gypsum-Fiber Roof Board
X . i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ o\ cacrpT | insulation Flexible FAST DT | Sure-Weld
C-176. or Min. 1-inch Insulfoam I, Il, IX, VIII, . . HydroBond WB -277.5
structural concrete XIV or XV (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) FleeceBACK
Gypsum-Fiber Roof Board
. . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ .\ cact T | insulation Flexible FASTDT | Sure-Weld
C-177. or Min. 1-inch Insulfoam I, 11, IX, VIII, . . HydroBond WB -395.0
structural concrete XIV or XV (FULL) Coverboard: Min. 0.25-inch SECUROCK (FULL) FleeceBACK
Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 1.5-inch InsulBase, SecurShield . .
Min. 2 i . . ! Flexible FAST latio Flexible FAST -Wel
c-178. in. 2,500 psi or Min. 1-inch Insulfoam I, I, 1x, viii, | eXible FAS 'V . exible FAS Sure-Weld HydroBond WB -390.0
structural concrete XIV or XV (SPLATTER) Coverboard: Min. 0.25-inch SECUROCK (SPLATTER) FleeceBACK
Gypsum-Fiber Roof Board
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
- N . 0.5- D B B -127.
c179 structural concrete Min. 0.5-inch Securshield H (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK HydroBond W 75
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
- b . 0.5- D B B - .
¢-180 structural concrete Min. 0.5-inch Securshield H (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK HydroBond W 397:5
Insulation: (Optional) Additional | b
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or —i::EI:t;z: (Optional) itional layer(s) base Flexible FAST or Sure-weld
C-181. stru.ctL;raI cgncrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT c board: Min. 0.5-inch S shield HD Flexible FAST DT FleeceBACK HydroBond WB -157.5
XIV or XV (RIBBON) =overboard: Min. ©.>-inch securshield L, (RIBBON)
SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. 1.5- B T .
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ o\ £acr insulation Flexible FAST Sure-Weld
C-182. SecurShield or Min. 1-inch Insulfoam . . X HydroBond WB -397.5
structural concrete LI X VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK
e SecurShield HD Plus or EcoStorm VSH
X . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, o\ 0\ eacr T | insulation Flexible FASTDT | Sure-Weld
C-183. SecurShield or Min. 1-inch Insulfoam . . . HydroBond WB -277.5
structural concrete L1l X, VL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK
N = SecurShield HD Plus or EcoStorm VSH
R ) . Insulation: (Optional) Additional layer(s) base
Opt 1) Min. 1.5-inch | 1B N X .
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ 0 eacrpT | insulation Flexible FAST DT | Sure-Weld
C-184. SecurShield or Min. 1-inch Insulfoam . X X HydroBond WB -397.5
structural concrete 1L % VIIL XIV or XV (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK
QU W SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L Ry £ yer(s) [ Ze MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Xi . Xi
in. i or Min. 1-inch Insulfoam I, II, IX, VIII, XIV or XV . -
c1gs, | Min-2,500psi Min. 2-inch ChannelDry EPS Flexible FAST DT nsutioa : Flexible FAsT DT | Sure-Weld HydroBond WB -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK
(RIBBON) - (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
C-186 Min. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV E:X!E:: Eﬁi gl:l. Sure-Weld HvdroBond WB 3975
-186. in. 2-i Xi -397.
structural concrete Y (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK Y
o.c.) SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . ; ] .
Min. 2,500 psi K . . Flexible FAST insulation Flexible FAST Sure-Weld
c-187. structural concrete ISeI::ull;(SF:;ﬁlld)z{/l\glrn)&\}-mch Insulfoam (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD or (SPLATTER) FleeceBACK HydroBond W8 -390.0
e SecurShield HD Plus
Min. 2,500 psi . . . Flex!ble FAST or !nsulat.lon: (Optional) Additional layer(s) base FIex!bIe FAST or Sure-Weld
C-188. Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT HydroBond WB -157.5
structural concrete . X FleeceBACK
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optlona}l) Min. 1:5—|ntfh InsulBase, Flexible FAST !nsulat.lon: (Optional) Additional layer(s) base Flexible FAST Sure-weld
C-189. SecurShield or Min. 1-inch Insulfoam insulation HydroBond WB -352.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ 1o pacr | Insulation: (Optional) Additional laver(s) base | ¢\ o\ easT DT | sure-weld
C-190. SecurShield or Min. 1-inch Insulfoam insulation HydroBond WB -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
I, 11, 1X, VIIL, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o o cagrpy | Insulation: (Optional) Additional layer(s) base Flexible FASTDT | Sure-Weld
C-191. SecurShield or Min. 1-inch Insulfoam insulation HydroBond WB -352.5
structural concrete (FULL) . X (FULL) FleeceBACK
I, 11, 1X, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or 7insulation (p ) yer(s) Flexible FAST or Sure-Weld
C-192. stru.ctl,’lral cchrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 1.5-inch S Shield HD Flexible FAST DT FleeceBACK HydroBond WB -112.5
1, 11, 1X, VIII, XIV or XV (RIBBON) ~overboard: Viin. £.>-Inch >ecurshie (RIBBON)
Composite
Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
Min. 2 i or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV . -Wel
C-193. in. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT ) : , Flexible FAST DT | Sure-Weld HydroBond WB 1125
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK
(RIBBON) ==Rd s (RIBBON)
Composite
SURE-WELD AFX MEMBRANE APPLICATIONS:
c194, | Min-2,500psi Min. 0.5-inch HP Recovery Board HA None HA Sure-Weld Hot Asphalt -150.0
structural concrete AFX
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
One or more layers min. 1.5-inch . . .
Insulation: (Opt 1) Addit I b
C-195 Min. 2,500 psi InsulBase, Polyiso HP-N, Polyiso HP- HA m (Optional) itional layer(s) base HA Sure-Weld Hot Asphalt 150.0
: structural concrete | W, ACFoam I, SecurShield, ENRGY 3 c board: Min. 0.5-inch H BBard AFX P :
or ISO 95+ GL overboard: Min. 0.5-inch HP Recovery Boar
SURE-WELD SAT MEMBRANE APPLICATIONS:
Min. 2,500 psi . . . Flex!ble FAST or FOptlonal) Additional optional layer(s) min. 1- Flex!ble FAST or Sure-Weld
C-196. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT SAT Self-adhered -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . (Optional) Additional optional layer(s) min. 1- .
C-197. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Self-adhered -352.5
structural concrete (RIBBON) . . . (RIBBON) SAT
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
c198. | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | |X21€ FASTDT 14y cutfoam I, 11, IX, VI, XIV or XV followed | TeXiPle FASTDT | Sure-Weld Self-adhered 2775
structural concrete (RIBBON) . X . (RIBBON) SAT
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
C-199. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Self-adhered -352.5
structural concrete (FULL) " . . (FULL) SAT
by additional layer(s) base insulation
. . (Optional) One or more layers, min. . Insulation: (Optional) min. 1-inch Insulfoam |, II, .
c200. | Min-2,500psi L-inch Insulfoam I, I, IX, VI, XIV or | F1eXible FAST IX, VIII, XIV or XV Flexible FAST Sure-Weld Self-adhered -315.0
structural concrete . . (FULL) . . (FULL) SAT
XV or min. 2-inch ChannelDry EPS Coverboard: Min. 2-inch Insulfoam SP
. i Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2,500 psi . . . X 4 - . Sure-Weld
C-201. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT SAT Self-adhered -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. . Min. 1.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2,500 psi K . X RTET . Sure-Weld
C-202. structural concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT insulation Flexible FAST DT SAT Self-adhered -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2.500 psi Flexible FAST or insulation Flexible FAST or Sure-Weld
C-203. " P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Self-adhered -157.5
structural concrete — X A SAT
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
. . Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
Min. 2,500 psi - ) . . . . Sure-Weld
C-204. structural concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT SAT Self-adhered -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L Ry = yer(s) [ Ze MDP
ac ac -
No. (Note 1) (psf)
Type AN Type RPN, Membrane Application
Insulation: (Optional) Additional | b
Min. 2.500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or —i:::ﬁl:tilg:: (Optional) itional layer(s) base Flexible FAST or Sure-weld
C-205. o P or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT . . Flexible FAST DT Self-adhered -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK SAT
XIV or XV (RIBBON) = (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT | Sure-Weld
€-206. structural concrete Min. 0.5-inch SecurShield HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) SAT Self-adhered 1275
Min. 2,500 psi . - - Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | Sure-Weld
-207. Min. 0.5-inch hield HD . If-adh -397.
207 structural concrete in. 0.5-inch Securshield (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) SAT Self-adhered 397:5
Insulation: (Optional) Additional | b
Min. 2.500 psi Flexible FAST or i:isl:t;g: (Optional) itional layer(s) base Flexible FAST or Sure-Weld
C-208. v P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . X < Flexible FAST DT Self-adhered -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, SAT
(RIBBON) — (RIBBON)
SecurShield HD Plus or EcoStorm VSH
X . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o o\ £acr insulation Flexible FAST Sure-Weld
C-209. SecurShield or Min. 1-inch Insulfoam . . . Self-adhered -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) SAT
1, 11, 1X, VIII, XIV or XV T
SecurShield HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi priona) Win: 2.>7NCEN NSUBSSE, 1 peyiple FASTDT | insulation Flexible FAST DT | Sure-Weld
C-210. SecurShield or Min. 1-inch Insulfoam . X i Self-adhered -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) SAT
1, 1, IX, VI, XIV or XV .
SecurShield HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi ptional) Miin. 2.5>-INC INSUTBase, 1 ). ible FASTDT | insulation Flexible FAST DT | Sure-Weld
C-211. SecurShield or Min. 1-inch Insulfoam . X i Self-adhered -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) SAT
1,11, IX, VI, XIV or XV =ov=1Rod 8
SecurShield HD Plus or EcoStorm VSH
Flexibla FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2 i or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV . -Wel
C-212. in. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT : ! . Y K R Flexible FAST DT sure-Weld Self-adhered -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, SAT
(RIBBON) T (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
Min. 2,500 psi Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV Flexible FAST or Sure-Weld
C-213. 7 Min. 2-inch ChannelDry EPS . ' . oy Flexible FAST DT Self-adhered -397.5
structural concrete (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL) SAT
o.c.) SecurShield HD Plus or EcoStorm VSH
X . . Insulation: (Optional) Additional layer(s) base
c-214 Min. 2,500 psi (S(th:lr(;r;w?é)lc'ivlc;rr]I\;li-l:—cl:clssl:!sial‘:;m Flexible FAST insulation Flexible FAST Sure-Weld self-adhered 3900
' structural concrete N i XN )&V (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) SAT :
"V Q) SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L R 2 yer(s) [ = MDP
ac ac -
No. (Note 1) (psf)
ote Type AN Type RPN, Membrane Application
Min. 2,500 psi . . . Flexﬁble FAST or !nsulﬂ: (Optional) Additional layer(s) base FIex?bIe FAST or Sure-Weld
C-215. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT AT Self-adhered -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
i in. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optlonél) Min 1.5 m?h InsulBase, Flexible FAST # (Opti ) " ver(s) Flexible FAST Sure-Weld
C-216. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) SAT Self-adhered -352.5
1, 1, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i in. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ ;) pacrpp | insulation: (Optional) ver(s) Flexible FAST DT | Sure-Weld
C-217. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) SAT Self-adhered -277.5
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ o pacrpy | Insulation: (Optional) Additional laver(s) base | o\ 1 eacr T | sure-weld
C-218. structural concrete SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) AT Self-adhered -352.5
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
SURE-WELD FLEECEBACK RL APPLICATIONS:
Min. 2.500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-219. stru.ctL;raI czncrete SecurShield or min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld FleeceBACK RL -142.5
I, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 2.0-inch InsulBase RL (RIBBON)
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NEmoO | etc.e

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
No. (Note 1) T ac T EXs B. Pl Top PI (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly opFly
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . - Sure-Weld
X Insulation: (Optional) Additional layer(s) K
Min. 2,500 psi Min. 0.5-inch Flexible FAST or base insulation HlexitIg FARQQr SureMB 90TG or 120TG | FIeeceBACK/
G structural concrete InsulBase, SecurShield Flexible FAST DT C board: Min. 0.25-inch DensDeck Pri FlexiblegAST D¥ / torch-applied Flexible FAST or -157.5
' (RIBBON) Loverboard: Min. 0.2>-Inch DensDeck Brime | ;g0 PP Flexible FAST DT
or SECUROCK Gypsum-Fiber Roof Board
(FULL)
. . - Sure-Weld
i Insulation: (Optional) Additional layer(s) .
Flexible FAST or T Flexible FAST or FleeceBACK /
in. i in. 1.5-i b lat
c-221. er'zctzligocz:crete m;:léaie'”scgcursmel 4 | Flexible FAST DT Case 'ES” adfoM”, o5inch At Flexible FAST DT j”tr:r'\c"hB:mI?egr 12016 | p1cyible FAST or -165.0
' (RIBBON) overboard: Min. 0.>-inch DensDeck Prime. | g ) PP Flexible FAST DT
or SECUROCK Gypsum-Fiber Roof Board
(FULL)
SURE-WELD AFX MEMBRANE APPLICATIONS:
SureMB 90 Base,
Min. 2,500 psi . . ) ) ) SureMB 90 Poly Base or
c-222 structural concrete Min. 2.0-inch Hot asphalt Min. 0.25-inch DensDeck Prime or Hot asphalt SureMB 120 Poly Base / | Sure-Weld AFX / C- 1575
’ ASTM D41 primed InsulBase, H-Shield SECUROCK Gypsum-Fiber Roof Board hot asphalt, or SureMB MCA or hot asphalt '
( primed) 90TG or 120TG / torch-
applied
Insulation: (Optional) Additional layer(s)
i » . i -Weld AFX
Min. 2,500 psi Min. 0.5-inch Flex!ble FAST or base insulation Flex!ble FAST or SureMB 90TG or 120TG Sure-Weld
C-223. . Flexible FAST DT X . X Flexible FAST DT X C-MCA or hot -157.5
structural concrete | InsulBase, SecurShield Coverboard: Min. 0.25-inch DensDeck Prime / torch-applied
(RIBBON) o | (RIBBON) asphalt
or SECUROCK Gypsum-Fiber Roof Board
. . . . Flexible FAST or Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld AFX /
Min. 2 Min. 1.5-inch N . . MB 90T 120T
Cooa. | NI ESOOPS M S el | Flexible FASTDT base insulation Flexible FAST DT ?“tfrch_jo S ori20T8 | c.mca or hot 2025
! (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON) PP asphalt
. ' Min. 1.5-inch . Insule.\tlon: (thlonal) Additional layer(s) Sure-Weld AFX /
C-225 Min. 2,500 psi InsulBase, SecurShield 0B500 base insulation 0B500 SureMB 90TG or 120TG C-MCA or hot -105.0
’ structural concrete | or min. 2-inch Coverboard: Min. 0.25-inch SECUROCK / torch-applied a; haltor ° '
Insulfoam | or VIII Gypsum-Fiber Roof Board P
) R ) . Insulation: (Optional) Additional layer(s) Sure-Weld AFX /
Min. 2 Min. 2-inch | Ifi . .. MB 90T 120T
C-226. in. 2,500 psi N £Anch insulioam: | 400 base insulation 0B500 SureMB 90TG or 120TG |\ -n o hot -120.0
structural concrete lor Vil ) ) . / torch-applied
Coverboard: Min. 0.25-inch DensDeck Prime asphalt
Min. 2.500 psi Min. 1.5<inch Insulation: (Optional) Additional layer(s) SureMB 90TG or 120TG Sure-Weld AFX /
C-227. T P . . 0B500 base insulation 0B500 . C-MCA or hot -150.0
structural concrete InsulBase, SecurShield X . X / torch-applied
Coverboard: Min. 0.25-inch DensDeck Prime asphalt
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TABLE 38: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
No. (Note 1) ac ac (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Top Ply
. X Insulation: (Optional) Additional layer(s) Sure-Weld AFX /
c-228. Min. 2,500 psi Min. 2-inch InsulBase | OB500 base insulation OB500 sureMB S0TG or 1201G | 14 or hot -202.5
structural concrete . . . / torch-applied
Coverboard: Min. 0.5-inch DensDeck Prime asphalt
TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER
SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER
i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MDP
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density sf
RHINOBOND SYSTEMS:
1 per 5.3 ft?
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-229. . . ) . . . : -45.0
structural concrete layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions.
Sheet 1-29; Note A
1 per 4.0 ft?
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-230. - ) ) ) . , A -52.5
structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions.
Sheet 1-29; Note A
Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- 1 per 3.2 ft2 'Sure—VYeId (m|n|mur.n 60—r.‘ml) or Sure-Weld EXTRA
C-231. o f induction welded with RhinoBond tool per -52.5
structural concrete layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO (10 parts per 4 x 8 ft board) , . .
— manufacturer’s instructions.
1 per 4.0 ft2
c-232 Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded -60.0
’ structural concrete layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions. ’
Sheet 1-29; Note A
Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- 1 per 2.7 ft? .Sure-VYeId (mlnlmum 60-r.n|I) or Sure-Weld EXTRA
C-233. o . induction welded with RhinoBond tool per -67.5
structural concrete layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO (12 parts per 4 x 8 ft board) , . .
- manufacturer’s instructions.
1 per 2.0 ft2
c-234 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (16 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded 975
’ structural concrete | layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions. ’
Sheet 1-29
235 Min. 2,500 psi :\:'er‘lzn'nf;:’;';a :2‘; OrMOre | Hp 14-10 or CD-10 and RhinoBond Plate- 18-inch o.c. in rows 60-inch f:gj;\t/;/:r:dvézgz;n\:’vrt‘h?;?;?B‘:nzutr:;Ni‘rj EXTRA 300
’ structural concrete 4 . y. ! TPO or RhinoBond Treadsafe Plate-TPO o.c. , . X P ’
preliminarily attached manufacturer’s instructions.
Min. 2,500 psi Min. 1.5-inch thick, one ormore | 1y 1, 14 21 g RhinoBond Plate-TPO or 12-inch o.c. in rows 120-inch | Sure-Weld (minimum 60-mil) or Sure-Weld EXTRA
C-236. layers, any combination, . induction welded with RhinoBond tool per -30.0
structural concrete QA RhinoBond Treadsafe Plate-TPO o.c. , . X
preliminarily attached manufacturer’s instructions.
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158 —
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density ver (Note 158) (psf)
c-237 Min. 2,500 psi :\:Iz}sl.zznccz:‘kl)cilr:;(t)igi ormore HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 120-inch Sure-Weld or Sure-Weld EXTRA induction welded 375
’ structural concrete prtzlin;ina?'/ily attached ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. ’
X . Min. 1.5-inch thick, one or more . . . . . .
c-238 Min. 2,500 psi lavers. any combination HD 14-10 or CD-10 and RhinoBond Plate- 12-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded 375
’ structural concrete plzelin';ina\r/ily attached ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. ’
C-239 Min. 2,500 psi :\:I:r:.i:ncct;:;is;gr;i ormore HD 14-10 or CD-10 and RhinoBond Plate- 12-inch o.c. in rows 60-inch is:drj;\tl:/:r:dv\f2?;2g‘;:fg;\?;‘g&rnzutrsgvi:j EXTRA 45.0
’ structural concrete v L y~ ! TPO or RhinoBond Treadsafe Plate-TPO o.c. , . . P ’
preliminarily attached manufacturer’s instructions.
Min. 2,500 psi Min. 1.5-inch thick, one ormore | 1, 11 16 o ¢D-10 and RhinoBond Plate- 6-inch o.c. in rows 120-inch | ureWeld (minimum 60-mil) or Sure-Weld EXTRA
C-240. layers, any combination, . induction welded with RhinoBond tool per -52.5
structural concrete o TPO or RhinoBond Treadsafe Plate-TPO o.c. . .
preliminarily attached manufacturer’s instructions.
Min. 1.5-inch thick
c-241 Min. 2,500 psi a Ier zr:ni:ortm!)(i:ngggi or more HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded 675
’ structural concrete plzelin';ina\r/ily attached ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. ’
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft2
Dekfast DF-#14-PH Dekfast DF-#15-P
Min. 2,500 psi Min. 1-inch thick, one or more .e ast o 3 Qr Dekdast TggHS-FRQ (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-242. T with Carlisle isoweld TPO Plate or SFS . . . -45.0
structural concrete | layers, any combination. . Per FM Loss Prevention Data with SFS isoweld® 3000 stand-up tool.
isoweld F1-P-6.8-TPO Plate sh .
eet 1-29; Note A
Min. 2,500 psi One or more layers, any D(.-*:kfast D.F-#.14-PH3 QU@ #15-PH3 1 per 6 ft? Sure-Weld or Sure-Weld EXTRA induction welded
c-243. structural concrete | combination, min. 1.5-inch with Carlisg isowCRRI PRlate OT SFS 2x3-ft grid, staggered with SFS isoweld® 3000 stand-up tool 525
- min- = isoweld F1-P-6.8-TPO Plate grc, stage ptoot
Dekfast DF-#14-PH3 or Dekfast DF-#15-PH3
Min. 2,500 psi One or more layers, any (.e o5 A ofg e as 1 per 4.0 ft? Sure-Weld or Sure-Weld EXTRA induction welded
C-244. structural concrete | combination, min. 1.5-inch WIS 0 P Plate or SFS 2x2-ft grid, staggered with SFS isoweld® 3000 stand-up tool 60.0
o, min. & isoweld F1-P-6.8-TPO Plate gric, stagg ptool.
Dekfast DF-#14-PH Dekfast DF-#15-PH
Min. 2,500 psi One or more layers, any 1.3 as i 3 or Dekfas >-PH3 1 per 3.0 ft? Sure-Weld or Sure-Weld EXTRA induction welded
€-245. structural concrete | combination, min. 1.5-inch with Carlisle isoweld TPO Plate or SFS 1.5 x 2-ft grid, st d with SFS isoweld® 3000 stand-up tool 82.5
! T isoweld F1-P-6.8-TPO Plate =X gria, staggere P :
1 per 2.25 ft?
246 Min. 2,500 psi z/i'r':é;'s?:r:‘c:nt:'grﬁgiflta o Dekfast DF-#15-PH3 with Carlisle isoweld ~ 15x1.5-ftgrid Sure-Weld or Sure-Weld EXTRA induction welded 975
’ structural concrete S yers, TPO Plate or SFS isoweld F1-P-6.8-TPO Plate | (firstrow of fasteners spaced 0.5 |\ ithy SES jsoweld® 3000 stand-up tool. ’
any combination ft from long edges and 1 ft from
the short edge)
1 per 2.0 ft2
Dekfast DF-#14-PH3 or Dekfast DF-#15-PH3
Min. 2,500 psi Min. 1.5-inch thick, one or more (.e as L or bekias (16 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-247. o with Carlisle isoweld TPO Plate or SFS ) . . -97.5
structural concrete | layers, any combination. Note B. . Per FM Loss Prevention Data with SFS isoweld® 3000 stand-up tool.
— isoweld F1-P-6.8-TPO Plate
Sheet 1-29
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

System Deck Insulation Layer Attachment MmbpP
No. (Note 1) (Note 3, Note 13) Fastener (Note 11) Density Roof Cover (Note 15B) (osf)
Min. 2,500 psi One o.r mF)re Iay'ers, any D?kfaSt D.F_#.M_PH?’ or Dekfast DF-#15-PH3 12-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded
C-248. structural concrete combination, min. 1.5-inch, with Carlisle isoweld TPO Plate or SFS o with SFS isoweld® 3000 stand-up tool. -37.5
preliminarily attached isoweld F1-P-6.8-TPO Plate
Min. 2,500 psi Min. 1.5-inch thick, one or more Dekfast DF-#14-PH3 or Dekfast DF-#15-PH3 12-inch o.c. in rows 60-inch Sure-Weld (minimum 60-mil) or Sure-Weld EXTRA
C-249. structL;raI concrete layers, any combination, with Carlisle isoweld TPO Plate or SFS y induction welded with SFS isoweld® 3000 stand-up -45.0
preliminarily attached isoweld F1-P-6.8-TPO Plate tool.
Min. 2,500 psi One O.r m.ore IaYers, any D?kfaSt D.F_#.14-PH3 or Dekfast DF-#15-PH3 6-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded
C-250. structural concrete combination, min. 1.5-inch with Carlisle isoweld TPO Plate or SFS oc. with SFS isoweld® 3000 stand-up tool. -90.0
preliminarily attached isoweld F1-P-6.8-TPO Plate
Notes: | A. The plate/fastener combination offset 12 inch from adjacent rows.
B. For these assemblies each row of insulation is staggered by 1 foot.

TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System X Roof Cover (Note 15) MDP
yNo. Deck (Note 1) Primer Type | e @
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
C-251. Min. 2,500 psi structural concrete None Sure-Weld FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -495.0
C-252. Min. 2,500 psi structural concrete None Sure-Weld FleeceBACK Flexible FAST DT (SPLATTER at 3.5-4.0 Ibs/sq) -722.5
SURE-WELD AFX MEMBRANE APPLICATIONS:
C-253. Min. 2,500 psi structural concrete None Sure-Weld AFX Hot Asphalt -97.5
C-254. Min. 2,500 psi structural concrete CCW-702 or cut-back primer at 250-300 ft?/gal Sure-Weld AFX Hot Asphalt -495.0
SURE-WELD SAT MEMBRANE APPLICATIONS:
C-255. Min. 2,500 psi structural concrete None Sure-Weld SAT | Self-adhered -425.0

TABLE 3e: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

Deck Roof Cover D
System Air Barrier Insulation Underlayment M—fp
No. (Note 1) Type Attach S

VapAir Seal 725TR or SureMB (Optional) Any fire classified roof 12-inch wide strips of polypropylene,

Min. 2,500 psi 90TG or 120TG/torch-applied insulation and/or coverboard air permeable filter fabric, loose laid Sure-Weld or Sure- ValucuSeaI.Ver?t |nstaII.ed in accordance
C-256. structural X \ . L. . . . . with Carlisle instructions, spaced -97.5
in accordance with Carlisle combination, any thickness, in a crossing pattern, connecting the Weld HS .
concrete . L e maximum 50 ft o.c.
requirements. loose-laid with staggered joints V2T vents
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Lightweight Base Insulation Layer Top Insulation Layer(s)
System Deck "g:on‘:::fe A:t - d v o Roof Cover MDP
No. (Note 1) Type ac Type ac (Note 15) sf
(Note 14) P (Notes 6,7,8) s (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
?'"e; éf/ga" g(:z;s&oczlsl'm’;e' Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Weld / CAV-GRIP IlI
LWcC-1 GtZde 46 lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT AP, LVOC BA or Sure-Weld -52.5
ghtwelg & | securShield (RIBBON) (RIBBON) BA
steel concrete
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 8., | Min. 300psi pre- | (OpHioRal) Min- | Fiesible FaST or couerboard; [4in. 0,25 1ch Denspeck frme: DEXCell | Flexible FAST or Sure-Weld / CAV-GRIP Ii
LWC-2 ype BY, > L eetl i ‘ Flexible FAST DT ass Viat Root bod(g or YPSUM-FIDEN | rlayible FAST DT AP, LVOC BA or Sure-Weld | -52.5
Grade 40 lightweight insulating | InsulBase, Roof Board, min. 0.4375-inch DEXcell Cement Roof
: (RIBBON) ’ 8 i ! (RIBBON) BA
steel concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
?A'né éf/ga" 2’)'(:2&:&&2;’&2?' Min. 1.5-inch Flexible FAST or E:Ei:s:g EQZI ‘[’)rT Sure-Weld / CAV-GRIP Il]
LwWcC-3 G»;Zde 46 lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation (RIBBON, 6-inch AP, LVOC BA or Sure-Weld -75.0
shtwelg € | securShield (RIBBON, 6-inch o.c.) ' BA
steel concrete o.c.)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., M{n. 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXFeII Flex!ble FAST or Sure-Weld / CAV-GRIP Il
Type BV, existent cellular 1.5-inch . FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Flexible FAST DT
LWC-4 . S . Flexible FAST DT . R ) AP, LVOC BA or Sure-Weld -75.0
Grade 40 lightweight insulating | InsulBase, . Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON, 6-inch
A (RIBBON, 6-inch o.c.) ’ i : } BA
steel concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD | o.c.)
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. i -
Min. 2,500 psi ex'i's‘t::toc’;lsl';gre Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Weld / CAV-GRIP Il
LWC-5 structural lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT AP or Sure-Weld BA -187.5
concrete ghtwelg € | securshield (RIBBON) (RIBBON)
concrete
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2,500 psi Z(;:;:r?toczlsl'ag :e‘ (105pti'r:’c';]al) Min. | lexible FAST or %}'\:'”‘ f0é25-|(;1ch EEQZ?{ZC&PQW' DE);F;" Flexible FAST or Sure-Weld / CAV-GRIP Ill
LWC-6 | structural i oy ) ' Flexible FAST DT ass Vlat Root board or YPSUM-FIDEr | 1) yible FAST DT AP, LVOC BA or Sure-Weld | -187.5
lightweight insulating | InsulBase, Roof Board, min. 0.4375-inch DEXcell Cement Roof
concrete R (RIBBON) ! A ] . (RIBBON) BA
concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD

Plus or EcoStorm VSH or or min. 1.5-inch SecurShield
HD Composite or min. 1.5-inch StormBase
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Lightweight Base Insulation Layer Top Insulation Layer(s)
System Deck '(g:on‘:::fe A:t - i y o Roof Cover MDP
No. (Note 1) Type ac Type ac (Note 15) (psf)
Note 14 P (Notes 6,7,8) s (Notes 6,7,8)
in. i - i in. Insulation: (Optional) Additional | b. i
win 25005 | 10300 [ DI e rastor | et Ot st ase | eble ST et cav e
LWC-7 structural R . . . ' Flexible FAST DT X . . AP, LVOC BA or Sure-Weld -330.0
lightweight insulating | InsulBase, . Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON, 6-inch
concrete R (RIBBON, 6-inch o.c.) T A BA
concrete SecurShield Board or min. 0.4375-inch DEXcell Cement Roof Board o.c.)
. .| Min. 300 psi, pre- . . . Flexible FAST or
Min. 2,500 Min. 1.5-inch Flexible FAST
n. 2 pst existent cellular n inc ex! € or . - . . Flexible FAST DT Sure-Weld / CAV-GRIP IlI
LWC-8 structural lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation (RIBBON, 6-inch AP or Sure-Weld BA -350.0
concrete g g € | securShield (RIBBON, 6-inch o.c.) !
concrete o.c.)
Insulation: (Optional) Additional layer(s) base
in. i - i in. insulation i
Min. 2,500 psi | M- 300 psi, pre (Optional) Min. | ¢\ i le FAST or i _ ) Flexible FAST or Sure-Weld / CAV-GRIP Ili
existent cellular 1.5-inch . Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST DT
LWC-9 structural R . . . Flexible FAST DT S — ) X . . AP, LVOC BA or Sure-Weld -350.0
lightweight insulating | InsulBase, . SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch (RIBBON, 6-inch
concrete R (RIBBON, 6-inch o.c.) ) K BA
concrete SecurShield SecurShield HD, SecurShield HD Plus or EcoStorm VSH o.c.)
or or min. 1.5-inch SecurShield HD Composite
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
?A'né éf/ga" Z(;:;:r?toczlsl'alz rre' Min. 1.5-inch Flexible FAST or Flexible FAST or ig;ﬁiig‘?iﬁ% e/
LWcC-10 P i . S . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT -52.5
Grade 40 lightweight insulating R FAST DT (FULL) or
SecurShield (RIBBON) (RIBBON)
steel concrete HydroBond WB
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., M{n. 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXFeII Flexible FAST or Sure.—WeId FIeeceBAFZK/
Type BV, existent cellular 1.5-inch . FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber ) Flexible FAST or Flexible
LWC-11 R . . . Flexible FAST DT . R Flexible FAST DT -52.5
Grade 40 lightweight insulating | InsulBase, (RIBBON) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON) FAST DT (FULL) or
steel concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD HydroBond WB
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 22 ga., Ml.nA 300 psi, pre- Min. 1.5-inch Flexible FAST or Flex1ble FAST or Sure.—WeId FIeeceBAFK/
Type BV, existent cellular . . " . . Flexible FAST DT Flexible FAST or Flexible
LWC-12 R L . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation ) -75.0
Grade 40 lightweight insulating R . (RIBBON, 6-inch FAST DT (FULL) or
SecurShield (RIBBON, 6-inch o.c.)
steel concrete o.c.) HydroBond WB
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Lightweight Base Insulation Layer Top Insulation Layer(s)
System Deck '(g:on‘:::fe A:t - i y o Roof Cover MDP
No. (Note 1) Type ac Type ac (Note 15) sf
(Note 14) P (Notes 6,7,8) s (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Min. 300 psi, pre- (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flexible FAST or Sure-Weld FleeceBACK /
Type BV, existent cellular 1.5-inch h FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Flexible FAST DT Flexible FAST or Flexible
LWC-13 . . . . Flexible FAST DT . A . -75.0
Grade 40 lightweight insulating | InsulBase, (RIBBON, 6-inch o.c.) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON, 6-inch FAST DT (FULL) or
steel concrete SecurShield ! v Board or min. 0.5-inch SecurShield HD, SecurShield HD | o.c.) HydroBond WB
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 2,500 psi Z(:;]éjr?toc';lsltjg:e- Min. 1.5-inch Flexible FAST or Flexible FAST or ir;ﬁaﬁe;i;ejfi:aei?bf:
LWcC-14 structural R - . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT -187.5
concrete lightweight insulating SecurShield (RIBBON) (RIBBON) FAST DT (FULL) or
concrete HydroBond WB
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2,500 psi Ml‘n' 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coveyboardidin. 0.23gch DensDe?k Prime or' Flexible FAST or Surg—WeId FIeeceBAFK/
existent cellular 1.5-inch . DEXcell FA Glass Mat Roof Board, min. 0.4375-inch . Flexible FAST or Flexible
LWC-15 structural R . . . Flexible FAST DT ! . Flexible FAST DT -187.5
concrete lightweight insulating | InsulBase, (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch (RIBBON) FAST DT (FULL) or
concrete SecurShield SecurShield HD, SecurShield HD Plus or EcoStorm VSH HydroBond WB
or or min. 1.5-inch SecurShield HD Composite or min.
1.5-inch StormBase
Min. 300 psi - Optional) Min. Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi | . 200 Psl Pre (Optional) Min. | 1\ ible FAST or Insulation: {Optional) ver(s) Flexible FAST or Sure-Weld FleeceBACK /
existent cellular 1.5-inch . insulation . - )
LWC-16 structural lishtweight insulatin InsulBase Flexible FAST DT C board: Min. 0.25-inch SECUROCK G Fib Flexible FAST DT Flexible FAST or Flexible -187.5
concrete ghtwelg J e (RIBBON) soverboard: Min. 0.25-inc ypsum-Fiber 1 piggon) FAST DT (FULL)
concrete SecurShield Roof Board
in. i - i in. Insulation: (Optional) Additional layer(s) base i -
Min. 2,500 psi Ml'n 300 psi, pre (Opt.lonal) Min Flexible FAST or L (Opti ) iti yer(s) Flex!ble FAST or Sure. Weld FIeeceBAFK/
existent cellular 1.5-inch . insulation Flexible FAST DT Flexible FAST or Flexible
LWC-17 structural R . . . Flexible FAST DT X . . -330.0
concrete lightweight insulating | InsulBase, (RIBBON, 6-inch o.c.) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON, 6-inch FAST DT (FULL) or
concrete SecurShield ! - Board or min. 0.4375-inch DEXcell Cement Roof Board | o.c.) HydroBond WB
Min. 2,500 psi M{n. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flex!ble FAST or Sure.t-WeId FIeeceBAFK/
existent cellular . . " . . Flexible FAST DT Flexible FAST or Flexible
LWC-18 structural R o . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation . -350.0
lightweight insulating R : (RIBBON, 6-inch FAST DT (FULL) or
concrete SecurShield (RIBBON, 6-inch o.c.)
concrete o.c.) HydroBond WB
Insulation: (Optional) Additional layer(s) base
in. . N . in. T Iati . :
Min. 2,500 psi M|.n 300 psi, pre (Opt.lonal) Min Flexible FAST or insulation . . . . Flex!ble FAST or Sure.t Weld FIeeceBAFK/
existent cellular 1.5-inch . Coverboard: Min. 0.25-inch DensDeck Prime or min. Flexible FAST DT Flexible FAST or Flexible
LWC-19 structural . [ | . Flexible FAST DT " X X ) -350.0
lightweight insulating | InsulBase, . 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON, 6-inch FAST DT (FULL) or
concrete R (RIBBON, 6-inch o.c.) X ) .
concrete SecurShield EcoStorm VSH or or min. 1.5-inch SecurShield HD o.c.) HydroBond WB
Composite
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NEmoO | etc.e
TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Top Insulation Layer(s
System Deck L'(g::::::tg:t A:t h d yer(s) pr— Roof Cover MDP
No. (Note 1) ac ac (Note 15) (psf)
Note 14 Type (Notes 6,7,8) Type (Notes 6,7,8)
in. i - i in. Insulation: (Optional) Additional layer(s) base i
Min. 2,500 psi M|.n 300 psi, pre (Opt.lonal) Min Flexible FAST or T 4 I (Opti ) ” ver(s) FIex!bIe gAST or Sure-Weld FleeceBACK /
existent cellular 1.5-inch . insulation Flexible FAST DT . .
LWC-20 structural lishtweight insulatin InsulBase Flexible FAST DT c board: Min. 0.25-inch SECUROCK G Fib (RIBBON, 6-inch Flexible FAST or Flexible -350.0
concrete ghtweig & < (RIBBON, 6-inch o.c.) | =2verboard: Min.9.25-inc ypsum-Fioer ' FAST DT (FULL)
concrete SecurShield Roof Board o.c.)

TABLE 48: LIGHTWEIGHT CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

o Lishtweight Anchor Sheet Insulation E—— e
ystem ightweig| oof Cover
Deck (Note 1) Fastener Attach
No. Concrete (Note 14 Note 15 sf
(Note 14) Type Note 11 Attach Base Layer Top Layer(s) RS, (Note 15)
Min. 22 ga., ELASTIZELL (FL4994): d-inch o.c. in the 3- Min. 1.0-inch InsulBase, | msulation: (Optional)
Type B, Grade . T OMG CR inch side lap and 9- Additional layer(s) base
Min. 250 psi, Min. 2- JM Perma X R HP-N or HP-W, . R Sure-Weld AFX /
LWC-21 33 vented steel | . . . Assembled Base inch o.c. in two . insulation Hot asphalt -45.0
inch thick, Elastizell Ply 28 . SecurShield, AC Foam II, . Hot asphalt
or structural R I Lwie Sheet Fastener staggered rows in the or ENRGY 3 Coverboard: Min. 1.0-
concrete ange center of the sheet inch HP Recovery Board
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment ——
No. Type Type Attach sf
Treatment Fastener ' Attach
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
CELCORE (FL2037):
Min. 24 ga., Type 1.0FDV Grade 80 Treatm ni:' Cel )r S-1 Deck Preparation Slurr Celcore CAV-GRIP Il AP,
LWC-22 | steel at max. 6 ft spans; 5/8” puddle eatment: Lelcore >-1 Deck Freparation slurry , None N/A | Sure-weld LVOC BA or 375
. LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA
welds wth weld washers, 8-inch o.c. o . Sure-Weld BA
Celcore HS Rheology Modifying Admixture
Aqua Base 120,
) CELCORE (FL2037):
Min. 22 ga., Type B, Grade 33 steel at CAV-GRIP Il AP,
LWC-23 g vp K Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None None N/A Sure-Weld -60.0
max. 6 ft spans attached 6-inch o.c. . . : . LVOC BA or
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A.
- - Sure-Weld BA
Min. 22 ga., Type B, Grade 33 steel at EAFchsRE (§L2037): density, min. 200 psi, min. 1.625-inch thick Celcore MF | Celcore CAV-GRIP Ill AP,
LWC-24 .22ga., Type B, : in. 38 pcf wet cast density, min. 200 psi, min. 1.625-inc t ick Celeore N None N/A Sure-Weld LVOC BA or 675
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2.0-inch PVA
. Sure-Weld BA
thick top slurry coat. Note A.
) . Aqua Base 120,
Min. 22 ga., Type B, Grade 33 steel at CE_LCORE (FL2037): . . o . . Carlisle HP, 1 per CAV-GRIP Il AP, -67.5
LWC-25 K Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None Fastener with ) Sure-Weld
max. 6 ft spans attached 6-inch o.c. . . ! p X 9.0 ft LVOC BA or Note B
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate
- Sure-Weld BA
CELCORE (FL2037):
Min. 22 ga., Type BV, Grade 40 steel Treat (t Cel | S-1 Deck P ation Slurr Celcore
LWC-26 | at max. 6 ft spans; 5/8” puddle reatment: Lelcore 5-% Leck Frenaglag "y , None N/A | Sure-Weld CAV-GRIPIIAP | -82.5
welds. 6-inch o.c LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA
’ o Celcore HS Rheology Modifying Admixture
. Aqua Base 120,
EL E (FL2 :
Min. 22 ga., Type B, Grade 33 steel at | Co-CORE (FL2037) VN < Carlisle HP. 1 per CAV-GRIP Il AP, | -120.0
LWcC-27 K Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None Fastener with ) Sure-Weld
max. 6 ft spans attached 6-inch o.c. . . : . . 1.0 ft LVOC BA or Note B
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate
Sure-Weld BA
Min. 22 ga., Type BV, Grade 80 steel; EONkCRFCE:(FL.fE? & FL10|5§0):d- Agent at 600 ft2/gall Min. 350 bsi g’r)\tcl:’encaell) CAV-GRIP Il AP,
LWC-28 max. 5-ft spans; 5/8” puddle welds LTC prlme V_V' O .on mg, genta A gaflon. |n ps'|, R None N/A Sure-Weld LVOC BA or -97.5
with weld-washers spaced 6-inch o.c min. 2-inch thick, Concrecel Lightweight Insulating Concrete (Minimum 1-inch | Curing Sure-Weld BA
P " | thick, minimum 1.0 pcf EPS holey board required) Compound Y
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (FL5584 & FL10500): CAV-GRIP IIl AP,
LWcC-29 max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (No | None None N/A Sure-Weld LVOC BA or -105.0
spaced 6-inch o.c. EPS board) Sure-Weld BA
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (FL5584 & FL10500): CAV-GRIP Il AP,
LWC-30 | max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete None None N/A Sure-Weld LVOC BA or -135.0
with weld-washers spaced 6-inch o.c. | (Minimum 2-inch thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION
SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment ——
No. Type Type Attach sf
Treatment Fastener Attach
Min. 20 ga., Type BV, Grade 33 steel;
CAV-GRIP IIl AP
. 6-ft 3-i ; " ELASTIZELL (FL4994): !
Lwc-31 | M3 6-ft 3-inch spans; 5/8” puddle ' (FLassa): _ ) None None N/A | Sure-Weld LVOC BA or 52.5
welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional)
oc Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): CAV-GRIP Il AP,
LWC-32 | max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A Sure-Weld LVOC BA or -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): CAV-GRIP IIl AP,
LWC-33 max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A Sure-Weld LVOC BA or -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): CAV-GRIP Il AP,
LWC-34 max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A Sure-Weld LVOC BA or -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA

TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION oR RE-ROOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment ——
No. Type Type Attach sf
Treatment Fastener | Attach
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
CELCORE (FL2037): Flexible FAST
Min. 24 ga., Type 1.0FDV Grade 80 ( ) _ exivie TS o
” Treatment: Celcore S-1 Deck Preparation Slurry Celcore Sure-Weld Flexible FAST DT
LWC-35 | steel at max. 6 ft spans; 5/8” puddle - T R i . None N/A -37.5
. LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA FleeceBACK (RIBBON, 12-
welds wth weld washers, 8-inch o.c. o . h
Celcore HS Rheology Modifying Admixture inch o.c.)
CELCORE (FL2037): Flexible FAST
Min. 22 ga., Type BV, Grade 40 steel ( ) . ex!b e FAST or
LWC-36 | at max. 6 ft spans; 5/8” puddle Treatment: Celcore S-1 Deck Preparation Slurry Celcore None N/A Sure-Weld Flexible FAST DT 825
welds .6—inch o ! LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA FleeceBACK (RIBBON, 6-inch ’
! o Celcore HS Rheology Modifying Admixture o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
L E (FL: : i
Min. 22 ga., Type B, Grade 33 steel at CE, CORE (FL2037) ) ) o ) ) Celcore Sure-Weld Flex!ble FAST or
LwWcC-37 max. 6 ft soans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA None N/A FleeceBACK Flexible FAST DT -60.0
’ P o Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. (FULL)
) CELG@F (FL2037): o o _ _ Flexible FAST or
LWC-38 Min. 22 ga., Type B, Grade 33 steel at | Min. 38 pcf wet cast density, min. 200 psi, min. 1.625-inch thick Celcore MF Celcore None N/A Sure-Weld Flexible FAST DT 675
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2.0-inch PVA FleeceBACK (FULL) ’
thick top slurry coat. Note A.
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NEmoO | etc.e
TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION oR RE-ROOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment ——
No. Type Type Attach (psf)
Treatment Fastener Attach
Min. 22 ga., Type B, Grade 33 steel at CE,LCORE (FL2037): . . L . . Celcore Carlisle HP. 1 per Sure-Weld FIex!bIe FAST or -67.5
LWcC-39 max. 6 ft spans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA Fastener with 9.0 2 FleeceBACK Flexible FAST DT Note B
: P e Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate ’ (FULL) ote
ELCORE (FL2037): lisl Flexible FAST
Min. 22 ga., Type B, Grade 33 steel at ¢ . CORE (FL2037) . . L . . Celcore Ryisle HP. 1 per Sure-Weld ex!b e FAST or -120.0
LWC-40 max. 6 ft spans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA Fastener with 102 FleeceBACK Flexible FAST DT Note B
’ P e Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate ’ (FULL) ote
Flexible FAST or
Min. 22 ga., Type BV, Grade 40 steel; ELASTIZELL (FL4994): Sure-Weld .
LWC-A1 1 ¢ f span, Teks/5 screws, 6” o.c. Min. 530 psi, min. 2-inch thick, Elastizell Range Il LWIC e None N/A~ | FeeceBACK (FFlfJXL'B'e FASTDT | -52.5
Min. 20 ga., Type BV, Grade 33 steel;
max. 6-ft 3-inch spans; 5/8” puddle ELASTIZELL (FL4994): Sure-Weld Flexible FAST
LWC-42 welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) ge None N/A FleeceBACK (FULL) 525
o.c.
Min. 22 ga., T BV l; ELASTIZELL (FL4994):
n ga. Type . Grade 33 steel; . S ( _99 ), . . . . Sure-Weld Flexible FAST
LWC-43 max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A FleeceBACK (FULL) -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
Min. 22 ga., T BV, Grade 33 steel; ELASTIZELL (FL4994):
IN. 22 8., Type BY, race 53 steel; | Y (FLaosd): _ y , Sure-Weld Flexible FAST
LWC-44 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A FleeceBACK (FULL) -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
in. 22 ga. B ; | ELASTIZELL (FL4994):
Min ga., Type V", Grade 33 steel; ASTI ?F 4.994). - ' N . Sure-Weld Flexible FAST
LWC-45 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A FleeceBACK (FULL) -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)

Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.

B.) Linear interpolation between supplemental attachment at 1 per 9 ft? for -67.5 psf and 1 per 1.0 ft for -120.0 psf is permissible. Such interpolation shall be performed by a qualified design professional to
the satisfaction of the Authority Having Jurisdiction.

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-CRL-003.A.R39 for FL14083-R38 (NON-HVHZ)
Revision 39: 06/16/2026
Appendix 1, Page 97 of 126



NEmoO | etc.e

TABLE 4p-1: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION
SYSTEM TYPE F: LWC TO CONCRETE DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

System Roof Cover (Note 15 MDP
Deck (Note 1) Lightweight Concrete (Note 14)
No. £ . Membrane Application (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 2,500 psi CELCORE (FL2037):
LWC-46 Sure-Weld A Base 120 -82.5
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional) ure-ve qua Base
Min. 2,500 psi CELCORE (FL2037): CAV-GRIP IIl AP, LVOC BA
LwcC-47 Sure-Weld -135.0
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional) ure-we or Sure-Weld BA
in. i CELCORE (FL2037):
Lwcag | Min- 2,500 psi , ( ) o o _ Sure-Weld Aqua Base 120 217.5
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A.
in. i CELCORE (FL2037): -
Lwe-gg | Min: 2,500 psi LCORE (FL2037) - S _ Sure-Weld CAV-GRIP IIl AP, LVOCBA | 4800
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. or Sure-Weld BA
in. i CONCRECEL (FL5584 & FL10500): -
LWC-50 Min. 2,500 psi . .( : . ' ) ) . . . Sure-Weld CAV-GRIP IIl AP, LVOC BA 4525
structural concrete Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (EPS board optional) or Sure-Weld BA
Min. 2,500 psi ELASTIZELL (FL4994):
LWC-51 Sure-Weld A Base 120 -67.5
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC ure-yve qua base
Min. 2,500 psi ELASTIZELL (FLA994): CAV-GRIP Il AP, LVOC BA
LWC-52 Sure-Weld -240.0
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) ure-we or Sure-Weld BA
Min. 2,500 psi ELASTIZELL (FL4994): CAV-GRIP IIl AP, LVOC BA
LWC-53 Sure-Weld -495.0
structural concrete Min. 300 psi, Min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) u or Sure-Weld BA
Min. 2,500 psi Min. 350 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal;, OMG CR-R Assembled
LWC-54 -Wel -Weld BA -452.
©> structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. Sure-Weld Sure-Weld 525
LWC-55 Min. 2,500 psi Min. 320 psi, pre—eX|stent' cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled Sure-Weld Sure-Weld BA 4925
structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11.
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TABLE 4p-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)
SYSTEM TYPE F: LWCTO CONCRETE DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

NEmoO | etc.e

System Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14)
No. £ . Membrane | Application (psf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
CELCORE (FL2037):
LWC-56 Min. 2,500 psi Min. 270 psi, Min. 2-inch thick Celcore MF Cellular Concrete with Celcore HS Rheology Modifying Admixture (EPS board Sure-Weld Flexible FAST or Flexible 2250
structural concrete optional) FleeceBACK FAST DT (FULL) ’
Surfacing: Celcore SBS (Sanded Bonding Surface) at 1 gal/square.
LWC-57 Min. 2,500 psi CELCORE (FL2037): Sure-Weld Flexible FAST or Flexible 2325
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. FleeceBACK FAST DT (FULL) '
Min. 2 i ELASTIZELL (FL4994): -Wel
LWC-58 in. 2,500 psi ! (FLASS4): _ . _ Sure-Weld Flexible FAST (FULL) -240.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) FleeceBACK
Min. 2 i ELASTIZELL (FL4994): -Wel
LWC-59 in. 2,500 psi ! (FLASS4): _ . Sure-Weld Flexible FAST (FULL) -250.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) FleeceBACK
Min. 2,500 psi Min. 320 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled Sure-Weld .
LWC-60 structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11. FleeceBACK Flexible FAST (FULL) 250.0
. . . . . . . . . . Flexible FAST DT
Min. 2,500 psi Min. 350 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled Sure-Weld
LwWcC-61 . (SPLATTER at 3.5-4.0 -345.0
structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. FleeceBACK lbs/sq)
SURE-WELD SAT MEMBRANE APPLICATIONS:
Min. 3,000 psi ELASTIZELL (FL4994): Sure-Weld
LWC-62 Self-adhered -282.5
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC SAT
Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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TABLE 4€: PRE-EXISTENT LIGHTWEIGHT INSULATING CONCRETE DECKS - REROOF (TEAR-OFF)
SYSTEM TYPE F: NON-INSULATED, BONDED FLEECEBACK ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when installed atop the pre-existent substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Field QA . Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12 Primer
No. ( ) Fastener Withdrawal per TAS 105 per Note 11 Base Ply | Cap Ply (psf)®
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
FLEECEBACK MEMBRANES:
LWC-63 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Il Adhesive/Primer | SureMB 70 SA, Sure-Weld FleeceBACK / 295.0
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) :
LWC-64 Pre-existent.cellular Iightweight . Fa.st.ener: Carlisle 1.8. D.uaI Pr.ong Base Sheet Fasteners Norie None Sure.—WeId FleeceBACK / 3225
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

System Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) e
No. Deck (Note 1) Type Attach Type Attach Type Application (osf)
(Notes 6,7,8) (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
. . . . . Flexible FAST or . . - . ) Flexible FAST or
| Moz | rsoman 1| S | s oot e naiten | RS | s |powomerzo | 525
! DT (RIBBON) —_— ’ DT (RIBBON)
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation FIex!bIe FAST or CAV-GRIP Il AP or
CWF-2 Tectum Plank InsulBase, SecurShield Flexible FAST Coverboard: Min. 7/16-inch APA rated OSB Flexible FAST Sure-Weld Sure-Weld BA 750
’ DT (RIBBON) - ’ DT (RIBBON)
Insulation: (Optional) Additional layer(s) base insulation
. ' . . ' Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Flexible FAST or CAV-GRIP Ill AP,
CWE-3 Min. 2-inch (Optional) Min. 1.5.-|nch Flexible FAST M.at Roof Bogrd or SECUROCK Gypsum-Fiber ROO.f Boarfj, Flexible FAST Sure-Weld LVOC-BA or Sure- 825
Tectum Plank InsulBase, SecurShield DT (RIBBON) min. 0.4375-inch DEXcell Cement Roof Board, Min. 0.5-inch DT (RIBBON) Weld BA
SecurShield HD, SecurShield HD Plus or EcoStorm VSH or Min.
1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or CAV-GRIP Il AP,
CWF-4 Tectum Plank SecurShield and/or min. 1.5-inch Flexible FAST SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST Sure-Weld LVOC-BA or Sure- -82.5
SecurShield HD Composite DT (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Weld BA
SecurShield HD Plus or EcoStorm VSH
CWE-5 Min. 2-inch (Optional) Min. 1.0-inch Flexible FAST Insulation: (Optional) Additional layer(s) base insulation Flexible FAST Sure-weld CAV-GRIP Il AP or -90.0
Tectum Plank InsulBase, SecurShield (FULL) Coverboard: Min. 0.625-inch DensDeck Prime (FULL) Sure-Weld BA
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Flexible FAST DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST
) . . ) ) . . CAV-GRIP IIl AP,
CWF-6 Min. 2-inch Min. 1-inch InsulBase or (FULL) or SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch (FULL) or Sure-Weld LVOC-BA or Sure- 2775
Tectum Plank SecurShield Flexible FAST DEXcell Cement Roof Board, min. 0.5-inch SecurShield HD, Flexible FAST Weld BA
DT (FULL) SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch DT (FULL)
SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof Flexible FAST
Min. 2-inch Board, min. 0.4;§S—inch DEXcell (FULL) or CAV-GRIP Ill AP,
= Tectum Plank Cement Roof Board, min. 0.5-inch | Flexible FAST None N/A Sure-Weld LVOC-BA or Sure- -277:5
SecurShield HD, SecurShield HD DT (FULL) Weld BA
Plus or EcoStorm VSH or min. 1.5-
inch SecurShield HD Composite
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

S Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
No Deck (Mote 1 Type bisEEEn Type HAEEIER Type Application (psf)
) yp (Notes 6,7,8) yp (Notes 6,7,8) yp pp
. Insulation: (Optional) Additional layer(s) base insulation . Flexible FAST or
Flexible FAST - Flexible FAST
CWE-S Min. 2-inch (Optional) Min. 1.5-inch FI:i;bI: FAST or Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flzz:blz FAST or Sure-Weld Flexible FAST DT 45.0
Tectum Plank InsulBase, SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, Min. 0.5-inch SecurShield HD, DT (RIBBON) FleeceBACK | (RIBBON, 12-inch ’
SecurShield HD Plus or Min. 1.5-inch StormBase o.c.)
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | (Optional) Additional layer(s) base insulation, min. 0.25-inch Flexible FAST or Sure-Weld E::z:z:: Eﬁ:l B:_
CWF-9 Tect'um Plank SecurShield and/or min. 1.5-inch Flexible FAST DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board or Flexible FAST FleeceBACK | (RIBBON, 12-inch -45.0
SecurShield HD Composite DT (RIBBON) min. 0.5-inch SecurShield HD, SecurShield HD Plus DT (RIBBON) oc) !
Flexible FAST or
. . . . . Flexible FAST or | Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or .
Min. 2-inch 1) Min. 1.5-inch - -Wel FI le FAST DT
cwro | S8 fnosztl';;‘:e) Se'c"urS:i: dc Flexible FAST | Coverboard: Min. 0.5-inch SecurShield HD, SecurShield HD | Flexible FAST i:;r:ceBigK (ngg’oeN ;inch -82.5
’ DT (RIBBON) Plus DT (RIBBON) 0c) ’
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation FIex!bIe FAST or Sure-Weld
CWF-11 Tectum Plank InsulBase, SecurShield Flexible FAST C board: Min. 7/16-inch APA rated OSB Flexible FAST FleeceBACK HydroBond W8 525
X DT (RIBBON) overboard: Min. inc rate DT (RIBBON)
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation FIex!bIe FAST or Sure-Weld FIex!bIe FAST,
CWF-12 Tectum Plank | InsulBase, SecurShield Flexible FAST Coverboard: Min. 7/16-inch APA rated OSB Flexible FAST FleeceBACK Flexible FAST DT 750
’ DT (RIBBON) e . W@ DT (RIBBON) (FULL)
Insulation: (Optional) Additional layer(s) base insulation
. Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass . Flexible FAST,
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FASTRY Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board, FIex!bIe FAST or Sure-Weld Flexible FAST DT
CWEF-13 . Flexible FAST . . K . Flexible FAST -82.5
Tectum Plank InsulBase, SecurShield DT (RIBBON) min. 0.4375-inch DEXcell Cement Roof Board, Min. 0.5-inch DT (RIBBON) FleeceBACK | (FULL) or
SecurShield HD, SecurShield HD Plus or EcoStorm VSH or Min. HydroBond WB
1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min. 0.25-inch Flexible FAST
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or Sure-weld Flexible FAST’DT
CWF-14 Tect.um Plank SecurShield and/or min. 1.5-inch Flexible FAST SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST FleeceBACK | (FULL) or -82.5
SecurShield HD Composite DT (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) HvdroBond WB
SecurShield HD Plus or EcoStorm VSH 4
Min. 2-inch Min. 1.0-inch InsulBase Flexible FAST Flexible FAST Sure-Weld
CWEF-15 ! Opti 1) Min. 0.5-inch HP R Board Flexible FAST (FULL -90.0
Tectum Plank | SecurShield (FULL) (Optional) Min. 0.5-inc ecovery Soar (FULL) FleeceBack | TeXiPle FAST (FULL)
Min. 2-inch . ) Flexible FAST Sure-Weld )
CWF-16 Tectum Plank Min. 1-inch Insulfoam SP (FULL) None N/A FleeceBACK Flexible FAST (FULL) -90.0
CWF-17 Min. 2-inch (Optional) Min. 1.0-inch InsulBase Flexible FAST Insulation: (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld E::i:g:: EQZI’DT 90.0
Tectum Plank P N (FULL) Coverboard: Min. 0.625-inch DensDeck Prime (FULL) FleeceBACK (FULL) ’
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NEmoO | etc.e
TABLE 5a: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

System Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) e
No. Deck (Note 1) Type Attach Type Attach Type Application (osf)
(Notes 6,7,8) (Notes 6,7,8)
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Flexible FAST DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST Flexible FAST (FULL)
CWF-18 Min. 2-inch Min. 1-inch InsulBase or (FULL) or SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch (FULL) or Sure-Weld or Flexible FAST DT 2775
Tectum Plank SecurShield Flexible FAST DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, Flexible FAST FleeceBACK | (FULL) or '
DT (FULL) SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch DT (FULL) HydroBond WB
SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof | o\ o\ pacr Flexible FAST (FULL)
Min. 2-inch Board, min. 0.4375-inch DEXcell |0,y Sure-Weld | or Flexible FAST DT
CWF-19 Cement Roof Board or min. 0.5- R None N/A -277.5
Tectum Plank . . : Flexible FAST FleeceBACK | (FULL) or
inch SecurShield HD, SecurShield DT (FULL) HydroBond WB
HD Plus or EcoStorm VSH or min.
1.5-inch SecurShield HD
Composite
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NEmoO | etc.e
TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Layer Top Insulation Layer(s)
System Deck = e e Roof Cover MDP
No. (Note 1) astency ac ac (Note 15) sf
Type (Note 11) Attach Type (Notes 6,7,8) Type (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
(Optional) Additional layer(s) base
9-inch o.c. in the Flexible FAST or insulation, min. 0.25-inch DensDeck Flexible
Min. 2- Trufast Twin- | 4-inch side laps Min. 1.5-inch InsulBase, Flexible FAST DT Prime, DEXcell FA Glass Mat Roof FAST or Sure-Weld / CAV-
CWF-20 inch SureMB Loc Nails, and 18-inch o.c. in | SecurShield and/or min. (RIBBONS, ~10.5-inch Board or SECUROCK Gypsum-Fiber Flexible GRIP IIl AP. LVOC-BA 300
Tectum G2 Base min. 1.4-inch | two staggered 1.5-inch SecurShield HD o.c. ato lanch.or Roof Board, min. 0.4375-inch DEXcell FAST DT or Sure-W(;Id BA ’
Plank embedment rows in the center | Composite sr.1e.’et fastener rows) Cement Roof Board or min. 0.5-inch (RIBBON)
of the sheet SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
(Optional) Additional layer(s) base
9-inch o.c. in the ] insulation, min. 0.25-inch DensDeck .
Min. 2- Trufast Twin- | 4-inch side laps Min. 1.5-inch InsulBase, i::i:z:: iﬁg g;_ Prime, DEXcell FA Glass Mat Roof Itfsx':'bler 'S:r;r:;!\:‘;eﬁng/ Flexible
CWF-21 inch SureMB Loc Nails, and 18-inch o.c. in | SecurShield and/or min. (RIBBONS, ~10.5-inch Board or SECUROCK Gypsum-Fiber Flexible FAST. Flexible FAST 300
Tectum G2 Base min. 1.4-inch | two staggered 1.5-inch SecurShield HD -y lanch.or Roof Board, min. 0.4375-inch DEXcell FAST DT DT (F’ULL) or ’
Plank embedment rows in the center | Composite sr.u-:-.’et faStener rows) Cement Roof Board or min. 0.5-inch (RIBBON) HvdroBond WB
of the sheet SecurShield HD, SecurShield HD Plus v
or EcoStorm VSH
TABLE 5¢c: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
Roof Cover (Note 15
System Deck (Note 1) Primer {Hote 15) MDP (psf)
No. Type Attach
CWEF-22 Min. 2-inch Tectum Plank None Sure-Weld FleeceBACK Flexible FAST (RIBBONS 12-inch o.c.) or Flexible FAST DT (RIBBONS 12-inch o.c.) -105.0
CWF-23 Min. 2-inch Tectum Plank None Sure-Weld FleeceBACK Flexible FAST (FULL) or Flexible FAST DT (FULL) -601.5
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

S R Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
ystem ec
No. (Note 1, Note 12) Type N:tzt::: . Type N:tzt::l; s Type Application (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Existing (Optional) Min. 1-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble (A CAV-GRIP Il AP, LVOC BA or
G-1. sum deck InsulBase, SecurShield Flexible FAST DT C board: Min. 1.5-inch St B riible RESTOT Sure-Weld Sure-Weld BA 1575
gyp , (RIBBON) overboard: Min. 1.5-inc ormBase (RIBBON)
Flexible FAST or
Existi CAV-GRIP Il AP or Sure-
G-2. XIsting Min. 1.5-inch StormBase Flexible FAST DT None N/A Sure-Weld or-ure -187.5
gypsum deck (RIBBON) Weld BA
. . (Optional) Additional layer(s) base insulation, min. 0.25-
Existin Zla?ur:;;\?j:j ?jg}iars:]’in Flexible FAST or inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or CAV-GRIP Ill AP. LVOC BA or
G-3. sumg deck 1.5-inch SecurShield HD. Flexible FAST DT SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST DT Sure-Weld Sure-Weld BA ! -237.5
gYp C;)m osite (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON)
P HD, SecurShield HD Plus or EcoStorm VSH
. . . Flexible FAST or
G4 Existing Nominal 0.5-inch Flexible FAST DT None N/A Sure-Weld CAV-GRIP Il AP, LVOC BA or 3505
gypsum deck EcoStorm VSH (RIBBON) Sure-Weld BA
Min. 0.25-inch DEXcell FA
Flexible FAST or
Existi B - L B
G5 xisting Gl.ass Mat Rqof oard or Flexible FAST DT None N/A Sure-Weld CAV-GRIP Il AP, LVOC BA or 3975
gypsum deck min. 0.4375-inch DEXcell (RIBBON) Sure-Weld BA
Cement Roof Board
Flexible FAST or
Existi Min. 0.5-inch hiel CAV-GRIP Il AP, LVOC BA
G-6. | Xistine in- 0-5-inch securshield | ¢, ipje FaSTDT | None N/A Sure-Weld e AVOCBAOT 1 4500
gypsum deck HD, SecurSheild HD Plus (RIBBON) Sure-Weld BA
e Min. 0.25-inch DensDeck Flexible FAST or
G7. | DU | Prime or sECUROCK Flexible FASTDT | None N/A Sure-Weld gﬁr\;?,w | 'é:P’ LVOCBAOr | 4950
gyp Gypsum-Fiber Roof Board (RIBBON)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
o Min. 1—|r.1ch InsuIBase,. Flexible FAST or .(Optlonal) Addltlc?nal layer(s) base insulation, rmn. 0.25- Flexible FAST or Flexible FAST or Flexible
Existing SecurShield and/or min. 5 inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof . Sure-Weld R
G-8. . . Flexible FAST DT . . . . Flexible FAST DT FAST DT (RIBBON, 12-inch -45.0
gypsum deck 1.5-inch SecurShield HD (RIBBON) Board or min. 0.5-inch SecurShield HD, SecurShield HD (RIBBON) FleeceBACK o.c)
Composite Plus -
Existin Min. 0.25-inch DensDeck Flexible FAST or Sure-weld Flexible FAST or Flexible
G-9. surﬁ deck Prime or SECUROCK Flexible FAST DT None N/A FleeceBACK FAST DT (RIBBON, 12-inch -45.0
gyp Gypsum-Fiber Roof Board (RIBBON) o.c.)
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
No. Note 1, Note 12 ac ac icati sf
( Note 12) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)
Existin (Optional) Min. 1-inch Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or Sure-Weld Flexible FAST or Flexible
G-10 suri deck Ins?.llBase SeCL;rShieId Flexible FAST DT Coverboard: Min. 0.5-inch SecurShield HD, SecurShield HD Flexible FAST DT FleeceBACK FAST DT (RIBBON, 6-inch -90.0
Eyp ' (RIBBON) Plus (RIBBON) o.c)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Flexible FAST . . . . . Flexible FAST
Existing (Optional) Min. 1-inch ex! € or Insulation: (Optional) Additional layer(s) base insulation ex!b € or Sure-Weld Flexible FAST or Flexible
St sum deck InsulBase, SecurShield Flexible FAST DT C board: Min. 1.5-inch St B Rgible FAST DT FleeceBACK | FAST DT (FULL) -157.5
gyp ) (RIBBON) overboard: Min. 1.5-inc ormBase (RIBBON)
Flexible FAST or
Existing . . . Sure-Weld Flexible FAST or Flexible
- . 1.5- FI le FAST DT - .
G-12 gypsum deck Min. 1.5-inch StormBase exible FAS None N/A FleeceBACK | FAST DT (FULL) 187.5
(RIBBON)
. . (Optional) Additional layer(s) base insulation, min. 0.25-
Existin Zla?ur:;;\?j:j Ianr?;l}iarsn?in Flexible FAST or inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or Sure-Weld Flexible FAST. Flexible EAST
G-13 sumg deck 1.5-inch SecurShield HD' Flexible FAST DT SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST DT FleeceBACK | DT (FULL) or I:I droBond WB -237.5
gyp N (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON) v
P HD, SecurShield HD Plus or EcoStorm VSH
- (Optional) Min. 1-inch ) )
Existing Flexible FAST . . Flexible FAST Sure-Weld .
G-14 aypsum deck Lr:_s;\l;’oam 1, 11, VUL, IX, XIV (FULL) Min. 1-inch Insulfoam SP (FULL) FleeceBACK Flexible FAST (FULL) -295.0
Flexible FAST or
Existing Nominal 0.5-inch . Sure-Weld Flexible FAST, Flexible FAST
- D -352.
G-15 gypsum deck EcoStorm VSH ::FljggaloeNl;AST T b ' N/A FleeceBACK | DT (FULL) or HydroBond WB 3525
Min. 0.25-inch DEXcell FA
Flexible FAST or
Existing Glass Mat Roof Board or . Sure-Weld Flexible FAST, Flexible FAST
- FI le FAST DT - .
G-16 gypsum deck min. 0.4375-inch DEXcell exible@hs NoRg N/A FleeceBACK | DT (FULL) or HydroBond WB 3975
(RIBBON)
Cement Roof Board
Flexible FAST or
Existing Min. 0.5-inch SecurShield ) Sure-Weld Flexible FAST, Flexible FAST
-17. Flexible FAST DT N N/A -450.
G gypsum deck HD, SecurSheild HD Plus (RT;IBOeN) one / FleeceBACK | DT (FULL) or HydroBond WB >0.0
Min. 0.25-inch DensDeck Flexible FAST or
Existi -Wel Flexible FAST, Flexible FAST
G-18 X's:L”nf dec | Prime or SECUROCK Flexible FASTDT | None N/A il‘;r:ceB;gK D'I!?);::bUT_L) osr | ;rxc')::n j 3\/3 -495.0
gyp Gypsum-Fiber Roof Board (RIBBON) ¥
Flexible FAST or Flexible
Existi i L 1 -
G-19, | Xisting PremiR+ EVO (FLAGEIL), | /\ None N/A sure-Weld | o\ ot b7 (FULL, splatter- -937.5
gypsum deck spray-applied to 1-inch lift FleeceBACK applied)
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Min. MDP
Attach . Attach Roof Cover (Note 15)
No. Note 1 (psf)
(Note 1) Type Fasten (Note 11) Nete 17 Wltl(II(li)rf;wal Type N
SURE-WELD MEMBRANE APPLICATIONS:
Additional layer(s) min. 1-inch base insulation and/or min.
Existing Min. 1.5-inch Gyptec Fastem?,r Wlt.h 0.25-inch DensDeck P'rlme, DEXcell FA Gl'ass Mat Rc?of Board or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . «
G-20. | gypsum InsulBase, . N 240 . . \ Flexible FAST 11l AP, LVOC BA or -37.5
deck SecurShield Fastener with Lite Deck 3.2 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
Existing Min. 1.5-inch Gyptec Fastene’zlr Wlt.h 0.25-inch DensDeck Prlme, DEXcell FA Gl.ass Mat Ro.0f Board or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell .
G-21. | gypsum InsulBase, s > 180 . . ) Flexible FAST 11l AP, LVOC BA or -45.0%*
deck Securshield Fastener with Lite Deck 2.0 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
Existing Min. 2-inch Gyptec Fastenelzlr Wlth 0.25-inch DensDeck P.rlme, DEXcell FA Gl.ass Mat Rc?of Board or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . "
G-22. | gypsum InsulBase, . ) 360 R . . Flexible FAST 11l AP, LVOC BA or -45.0
deck SecurShield Fastener with Lite Deck 4.0 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing Min. 1.5-inch gypizz E?:tt:—r;rovxltir;e Deck 1 per Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or ?l;::;\i/zfelizls%rengACK
G-23. | gypsum InsulBase, P S P > 240 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST ; -37.5%
deck SecurShield Fastener with Lite Deck 3.2 ft Composite DT (RIBBON) Flexible FAST DT
Plate, min. 2-inch embed. p (RIBBON, 12-inch o.c.)
Existing Min. 1.5-inch gypizz E?:tt:—r;rovxltir;e Deck 1 per Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or ?l;::;\i/zfelizls%rengACK
G-24. | gypsum InsulBase, P S P ) 180 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST ; -45.0%*
deck SecurShield Fastener with Lite Deck 2.0 ft Composite DT (RIBBON) Flexible FAST DT
Plate, min. 2-inch embed. p (RIBBON, 12-inch o.c.)
Existing Min. 2-inch gypizz E?:tt:—r;rgltir;e Deck 1per Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or ?l;::;\i/zfelizls%rengACK
G-25. | gypsum InsulBase, P s P ) 360 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST ; -45.0%*
deck SecurShield Fastener with Lite Deck 4.0 ft Composite DT (RIBBON) Flexible FAST DT
Plate, min. 2-inch embed. p (RIBBON, 12-inch o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Min. MDP
Attach q Attach Roof Cover (Note 15
No. Note 1 (psf)
(Note 1) Type Fasten (Note 11) Nete 17 Wltl(II(li)rf;wal Type N
Additional layer(s) min. 1-inch base insulation and/or min.
. . . Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or . Sure-WeId FleeceBACK
Existing Min. 1.5-inch ” . . . N Flexible FAST or | /Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . R %
G-26. | gypsum InsulBase, . ) 240 R . . Flexible FAST Flexible FAST DT -37.5
deck SecurShield Fastener with Lite Deck 3.2 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch WB v
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
. . . Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or . Sure-WeId FleeceBACK
Existing Min. 1.5-inch ” . . . . Flexible FAST or | /Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . L
G-27. | gypsum InsulBase, L > 180 K . . Flexible FAST Flexible FAST DT -45.0*
deck SecurShield Fastener with Lite Deck 2.0 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch Y
. . WB
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
-Weld Fl BACK
e . . Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or . Sure . eld FleeceBAC
Existing Min. 2-inch ” . . . ; Flexible FAST or | /Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . K «
G-28. | gypsum InsulBase, s ) 360 y . . Flexible FAST Flexible FAST DT -45.0
deck SecurShield Fastener with Lite Deck 4.0 ft Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch WB ¥
SecurShield HD Composite
SURE-WELD FLEECEBACK RL APPLICATIONS:
Existing Min. 1.5-inch Gyptec Fastene’z,r with Insulation: (Opt.ional) ,.Additional Iay./er(s) base ins.ulatior'l Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch ) Sure-Weld FleeceBACK "
G-29. | gypsum InsulBase, L ) 240 Sy — X N . ) Flexible FAST -37.5
. Fastener with Lite Deck 3.2 ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield R . A DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
Existing Min. 1.5-inch Gyptec Fasten(ir with Insulation: (Opt.ional) {-\dditional Ia\./er(s) base in?ulatiorT Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch ) Sure-Weld FleeceBACK .
G-30. | gypsum InsulBase, L ) 180 X N . : Flexible FAST -45.0
. Fastener with Lite Deck 2.0ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield K . . DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
tec Fast ith Insulation: (Optional) Additional layer(s) base insulation
Existing Min. 2-inch Gyptec Fas emir Wlt. ulation: ( p.l ). iti y (s) i .u i . Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch ) Sure-Weld FleeceBACK "
G-31. | gypsum InsulBase, . N 360 . N . : Flexible FAST -45.0
. Fastener with Lite Deck 4.0 ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield R . . DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
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TABLE 6c GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer
System Deck Base Insulation Layer Min. MDP
Roof C (Note 15)
Ne-. {Nate 1) (Note 13) Type Fastener (Note 11) Attach | \yithdrawal oot Lover (Kote (psf)
(Note 17) (|bf)
SURE-WELD MEMBRANE APPLICATIONS:
G-32 Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 240 Sure-Weld / CAV-GRIP IIl AP, 37.5%
" | gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft? LVOC BA or Sure-Weld BA ’
G-33 Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 180 Sure-Weld / CAV-GRIP IIl AP, 45.0*
“ | gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft? LVOC BA or Sure-Weld BA ’
G-34 Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 360 Sure-Weld / CAV-GRIP IIl AP, 45.0%
" | gypsum deck layers, any combination SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 4.0 ft? LVOC BA or Sure-Weld BA :
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Sure-Weld FI BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per ure, € eece X /
G-35. - ) . P, ; . 2 240 Flexible FAST or Flexible FAST -37.5*%
gypsum deck layers, any combination | or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft .
DT (RIBBON, 12-inch o.c.)
-Weld FI BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Surg eld Fleece C / «
G-36. I . . . . . . 2 180 Flexible FAST or Flexible FAST -45.0
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0ft .
DT (RIBBON, 12-inch o.c.)
Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure.-WeId FIeeceBAFK/
GEE sum deck layers, any combination | SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed 4.0t 360 Flexible FAST or Flexible FAST 45.0%
gyp Vers, any P » min. : : DT (RIBBON, 12-inch o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
-Weld Fl BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure. eld Fleece . /
G-38. L R . L R . ) 240 Flexible FAST, Flexible FAST DT -37.5%*
gypsum deck layers, any combination | or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft
(FULL) or HydroBond WB
- B
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure. Weld Fleece .ACK/ «
G-39. I . \ . . R . 2 180 Flexible FAST, Flexible FAST DT -45.0
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft
(FULL) or HydroBond WB
Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure.t-WeId FIeecerACK/
Erll sum deck layers, any combination SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed 4.0 ft? 360 Flexible FAST, Flexible FAST DT -45.0%
&P Vers, any P » min. : : (FULL) or HydroBond WB
SURE-WELD FLEECEBACK RL APPLICATIONS:
Min. 1.5-inch InsulBase RL or
- . i -3” or Lite D 1
G-41. Existing (Optional) One o.r mo.re SecurShield RL or min. 2-inch Gyptec FasFene'r with Gyptec Pla'te 3 .or ite Deck perz 240 Sure-Weld FleeceBACK RL -37.5*
gypsum deck layers, any combination . R Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft
SecurShield HD Composite RL
. . Min. 1.5-inch InsulBase RL or . ” .
G-42, | EXisting (Optional) One ormore | g chicld RL or min. 2-inch Gyptec Fastener with Gyptec Plate-3” or Lite Deck | 1 per 180 Sure-Weld FleeceBACK RL -45.0%
gypsum deck layers, any combination . R Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft
SecurShield HD Composite RL
Existing (Optional) One or more Min. 2-inch InsulBase RL, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per
-43. O, . . . . . . . 360 Sure-Weld FI BACK RL -45.0*
e gypsum deck layers, any combination RL or SecurShield HD Composite RL Fastener with Lite Deck Plate, min. 2-inch embed. 4.0 ft? ure-\ve eece
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

NEmoO | etc.e

System Roof Cover (Note 15) MDP
Deck (Note 1) Primer P

No. Type Attach (psf)
G-44. Existing gypsum deck None Sure-Weld FleeceBACK Flexible FAST (FULL) -295.0
G-45. Existing gypsum deck None Sure-Weld FleeceBACK Flexible FAST DT (SPLATTER at 3.5-4.0 Ibs/sq) -717.5
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e R yerts) e MDP
No. (Note 1, Note 12) T ac T ac T Applicati (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered granule-surfaced Coverboard: (Optional) Min. 0.25-inch
asphalt built-up r00_f (BUR), smooth- o Flexible FAST or | DensDeck Prime, DEXcell FA Glass FIeX|bI§ FAST CAV-GRIP 11l AP,
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . Mat Roof Board or SECUROCK or Flexible
R-1 " R Flexible FAST N . Sure-Weld LVOC BA or Sure- -167.5
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, min. FAST DT Weld BA
bitumen or smooth-surfaced SBS 0.4375-inch DEXcell Cement Roof (RIBBON)
modified bitumen Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Insulation: (Optional) Additional
layer(s) base insulation
Coverboard: (Optional) Min. 0.25-inch
Flexible FAST i Flexible FAST
Existing fully-adhered asphalt built-up . . ex!b &S [\QensDeck Prime, DEXcell FA Glass eXIb? S CAV-GRIP Il AP,
. Min. 1-inch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible
R-2 roof (BUR) with flood coat & gravel R ) . Sure-Weld LVOC BA or Sure- -167.5
(loose gravel removed) SecurShield DT (RIBBON, 6- Gypsum-Fiber Roof Board, min. FAST DT Weld BA
g inch o.c.) 0.4375-inch DEXcell Cement Roof (RIBBON)
Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- . . . .
Insulation: (Opt 1) Addit |
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase Flexible FAST or %; i:sljlr;iiln tHona zlf:::l?bTeAST CAV-GRIP Il AP,
R-3 granule-surfaced APP or SBS modified P X ’ " | Flexible FAST Y . . Sure-Weld LVOC BA or Sure- -145.0
. SecurShield Coverboard: Min. 1.5-inch StormBase | FAST DT
bitumen or smooth-surfaced SBS DT (RIBBON) _— : Weld BA
. . or SecurShield HD Composite (RIBBON)
modified bitumen over structural
concrete deck
i Insulation: (Optional) Additional i
Existing fully-adhered asphalt built-up . Flexible FAST or | Insulation: (Optional) Additiona Flexible FAST CAV-GRIP Il AP,
R4 roof (BUR) with flood coat & gravel Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld LVOC BA or Sure- 145.0
g SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch StormBase FAST DT '
(loose gravel removed) . ’ ) Weld BA
inch o.c.) or SecurShield HD Composite (RIBBON)
Flexible FAST
Existing fully-adhered asphalt built-up . . ex!b e FAST or CAV-GRIP IIl AP,
. Min. 1.5-inch StormBase or Flexible FAST
R-5 roof (BUR) with flood coat & gravel R . None N/A Sure-Weld LVOC BA or Sure- -145.0
SecurShield HD Composite DT (RIBBON, 6-
(loose gravel removed) inch o.c.) Weld BA
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e i ver(s) press MDP
No. (Note 1, Note 12) T ac T ac T Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered granule-surfaced DEXcell FA Glass Mat Roof
asphalt built-up roo.mc (BUR), smooth- B.oard or SECUROCK.Gypsum- Flexible FAST or CAV-GRIP Ill AP,
surfaced asphalt built-up roof (BUR), Fiber Roof Board, min. 0.4375- .
R-6 " . Flexible FAST None N/A Sure-Weld LVOC BA or Sure- -302.5
granule-surfaced APP or SBS modified inch DEXcell Cement Roof Board DT (RIBBON) Weld BA
bitumen or smooth-surfaced SBS or min. 0.5-inch SecurShield HD,
modified bitumen SecurShield HD Plus or
EcoStorm VSH
Min. 0.5-inch DensDeck Prime,
DEXcell FA Glass Mat Roof
Existing fully-adhered asphalt built-up B.oard or SECU ROCK.Gypsum- FIex!bIe FAST R CAV-GRIP Il AP,
. Fiber Roof Board, min. 0.4375- Flexible FAST
R-7 roof (BUR) with flood coat & gravel . None N/A Sure-Weld LVOC BA or Sure- -302.5
(loose gravel removed) inch DEXcell Cement Roof Board | DT (RIBBON, 6- Weld BA
g or min. 0.5-inch SecurShield HD, inch o.c.)
SecurShield HD Plus or
EcoStorm VSH
Existing fully-adhered asphaltic BUR or Min. 1.5-inch ACFoam I, (Optional) Additional layers of base Aqua Base 120 or
i mineral surface cap sheet InsulBase, SecurShield, ENRGY 3 O insulation 08500 Sure-Weld Sure-Weld BA -120.0
R-9 EX.IStIng fully-adhered asphaltic BUR or Min. 1.5.—|nch InsulBase, 0B500 ?Optlorjal) Additional layers of base 0B500 Sure-Weld CAV-GRIP IIl AP 1200
mineral surface cap sheet SecurShield insulation
(Optional) Min. 1.5-inch Insulation: (Optional) Additional
1 In. 1.5-1 . .
isti - i | b lat
R-10 Ex.lstlng fully-adhered asphaltic BUR or ACFoam Il, InsulBase, 0B500 ayer(s) base |n.su a IOT‘ 0B500 Sure-Weld Aqua Base 120 or 1200
mineral surface cap sheet R Coverboard: Min. 0.5-inch DensDeck Sure-Weld BA
SecurShield, ENRGY 3 —_—
or DensDeck Prime
Insulation: (Optional) Additional
Existing fully-adhered asphaltic BUR or (Optional) Min. 1.5-inch Iay:r(s; bas(e izslulatig)n N
R-11 . g tully P ACFoam I, InsulBase, 0OB500 ) ) 0OB500 Sure-Weld CAV-GRIP Il AP -120.0
mineral surface cap sheet R Coverboard: Min. 0.5-inch DensDeck
SecurShield, ENRGY 3 =
Prime
X . . Insulation: (Optional) Additional
Existing fully-adhered asphaltic BUR or {OptioNgl) Min. 1.5-inch layer(s) base insulation Aqua Base 120, CAV-
R-12 mineragl SunYace ca shee’i ACFoam I, InsulBase, 0OB500 Cy board: Min. 0.5-inch SECUROCK 0OB500 Sure-Weld GRIP Il AP, LVOC BA -120.0
P SecurShield, ENRGY 3 soverboard: Min. 9.>7Inc or Sure-Weld BA
Gypsum-Fiber Roof Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate D e B ver(s) press MDP
No. Note 1, Note 12 3c 3c icati sf) A
( Note 12) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST or Flexible FAST Flexible FAST or
R-13 surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, Flexible FAST (Optional) Additional layer(s) base or Flexible Sure-Weld Flexible FAST DT 450
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) insulation FAST DT FleeceBACK | (RIBBON, 12-inch :
bitumen or smooth-surfaced SBS (RIBBON) o.c.)
modified bitumen
Existing fullv-adhered asphalt built-u Flexible FAST or Flexible FAST Flexible FAST or
R-14 roof (BgUR) \:\//ith flood coz’:t & eravel P Min. 1-inch InsulBase, Flexible FAST (Optional) Additional layer(s) base or Flexible Sure-Weld Flexible FAST DT 450
(loose gravel removed) g SecurShield DT (RIBBON, 6- insulation FAST DT FleeceBACK | (RIBBON, 12-inch ’
g inch o.c.) (RIBBON) o.c.)
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth- Flexible FAST or layer(s) base insulation Flexible FAST Flexible FAST or
R-15 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST Coverboard: Min. 0.5-inch DensDeck or Flexible Sure-Weld Flexible FAST DT 45.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Prime or SECUROCK Gypsum-Fiber FAST DT FleeceBACK | (RIBBON, 12-inch '
bitumen or smooth-surfaced SBS Roof Board, SecurShield HD or (RIBBON) o.c.)
modified bitumen SecurShield HD Plus
Insulation: (Optional) Additional
. layer(s) base insulation . .
Existing fullv-adhered asphalt built-u Flexible FAST or c board: Min. 0.25-inch Densbeck Flexible FAST Flexible FAST or
R-16 roof (BgUR) \:\//ith flood cogt & aravel P Min. 1-inch InsulBase, Flexible FAST %&UF;SCK' G -inc tFe:)s ec or Flexible Sure-Weld Flexible FAST DT 450
& SecurShield DT (RIBBON, 6- | e ©r - faypsum-Fioer FAST DT FleeceBACK | (RIBBON, 12-inch :
(loose gravel removed) P c) Roof Board or min. 0.5-inch (RIBBON) 0.c)
- SecurShield HD or SecurShield HD -
Plus
Min. 0.5-inch DensDeck Prime ) .
Existing fully-adhered asphalt built-up or SECUROCK Gypsum-Fiber Flex!ble FAST or FIex!bIe FAST or
. . R Flexible FAST Sure-Weld Flexible FAST DT
R-17 roof (BUR) with flood coat & gravel Roof Board or min. 0.5-inch None N/A . -45.0
. . DT (RIBBON, 6- FleeceBACK | (RIBBON, 12-inch
(loose gravel removed) SecurShield HD or SecurShield .
inch o.c.) o.c.)
HD Plus
Existing fuI.Iy—adhered granule-surfaced Insulation: (Optional) Additional .
asphalt built-up roof (BUR), smooth- . . . Flexible FAST .
. . . . Flexible FAST or | layer(s) base insulation N Flexible FAST or
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, . . . or Flexible Sure-Weld .
R-18 e R Flexible FAST Coverboard: Min. 0.5-inch Flexible FAST DT -90.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Securshield HD. S Shield HD PI FAST DT FleeceBACK (RIBBON, 6-inch o.c.)
bitumen or smooth-surfaced SBS ecurohie » Securshie us (RIBBON) ! o
- . or EcoStorm VSH
modified bitumen
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate D e B ver(s) press MDP
No. Note 1, Note 12 3c 3c icati sf)”
( Note 12) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)
Insulation: (Optional) Additional
L . Flexible FAST or nsulation; { ‘p |ona.) 'R Flexible FAST .
Existing fully-adhered asphalt built-up ) . ) layer(s) base insulation ) Flexible FAST or
. Min. 1-inch InsulBase, Flexible FAST . ) or Flexible Sure-Weld .
R-19 roof (BUR) with flood coat & gravel R Coverboard: Min. 0.5-inch Flexible FAST DT -90.0
SecurShield DT (RIBBON, 6- — - FAST DT FleeceBACK R
(loose gravel removed) . SecurShield HD, SecurShield HD Plus (RIBBON, 6-inch o.c.)
inch o.c.) (RIBBON)
or EcoStorm VSH
Flexible FAST
Existing fully-adhered asphalt built-up Min. 0.5-inch SecurShield HD, FI:i:EI: FA:T or Sure-Weld Flexible FAST or
R-20 roof (BUR) with flood coat & gravel SecurShield HD Plus or None N/A Flexible FAST DT -90.0
DT (RIBBON, 6- FleeceBACK )
(loose gravel removed) EcoStorm VSH . (RIBBON, 6-inch o.c.)
inch o.c.)
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST of Insulation: (Optional) Additional Flexible FAST Flexible FAST or

R-21 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT 45.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Coverboard: Min. 1.5-inch FAST DT FleeceBACK | (RIBBON, 12-inch :
bitumen or smooth-surfaced SBS SecurShield HD Composite (RIBBON) o.c.)
modified bitumen
Existing fullv-adhered asphalt built-u Flexible FAST or | Insulation: (Optional) Additional Flexible FAST Flexible FAST or

R-22 roof (B%JR) yvith flood cogt & aravel p Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT -45.0
(Ioose gravel removed) g SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch FAST DT FleeceBACK | (RIBBON, 12-inch :

g incho.c.) SecurShield HD Composite (RIBBON) o.c.)
L . Flexible FAST or Flexible FAST or
f23 f::;'(g%;”;m::?ifj é’sapthgt :’:&:l'“p Min. 1.5-inch SecurShield HD Flexible FAST None /A Sure-Weld | Flexible FAST DT 50
g Composite DT (RIBBON, 6- FleeceBACK | (RIBBON, 12-inch ’
(loose gravel removed) )
inch o.c.) o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered granule-surfaced Coverboard: (Optional) Min. 0.25-inch
asphalt built-up roof (BUR), smooth- ) DensDeck Prime, DEXcell FA Glass Flexible FAST Flexible FAST or
. : . Flexible FAST or X .

R-24 surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible Sure-Weld Flexible FAST DT 1675
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, min. FAST DT FleeceBACK | (FULL) or HydroBond '
bitumen or smooth-surfaced SBS 0.4375-inch DEXcell Cement Roof (RIBBON) WB
modified bitumen Board or min. 0.5-inch SecurShield

HD, SecurShield HD Plus or EcoStorm
VSH
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System S Base Insulation Layer — Top Insulation Layer(s) — Roof Cover (Note 15) MDP
. . A
No. (Note 1, Note 12) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)
Insulation: (Optional) Additional
layer(s) base insulation
Coverboard: (Optional) Min. 0.25-inch
Existing fully-adhered asphalt built-up . . Flexible FAST or | DensDeck Prime, DEXcell FA Glass Flexiblt? FAST Flexible FAST or
R-25 roof (BUR) with flood coat & gravel Min. 1—|r.1ch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible Sure-Weld Flexible FAST DT 1675
(Ioose gravel removed) SecurShield DT (RIBBON, 6- Gypsum-Fiber Roof Board, min. FAST DT FleeceBACK | (FULL) or HydroBond
inch o.c.) 0.4375-inch DEXcell Cement Roof (RIBBON) WB
Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST or Insulation: (Optional) Additional Flexible FAST Flexible FAST or
R-26 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT -145.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Coverboard: Min. 1.5-inch StormBase FAST DT FleeceBACK | (FULL) or HydroBond '
bitumen or smooth-surfaced SBS or SecurShield HD Composite (RIBBON) WB
modified bitumen
Existing fully-adhered asphalt built-up Flexible FAST or | Insulation: (thiona!) Additional Flexible FAST Flexible FAST or
R-27 roof (BUR) with flood coat & gravel Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT -145.0
(Ioose gravel removed) SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch StormBase FAST DT FleeceBACK | (FULL) or HydroBond
incho.c.) or SecurShield HD Composite (RIBBON) WB
. . Flexible FAST or Flexible FAST or
fog f;‘:ft'(';%;”)"\l’”iﬁ?ﬁ)fj :;apthgtgl::\::“p Min. 1.5-inch StormBase or Flexible FAST | N/A Sure-Weld | Flexible FAST DT 1450
SecurShield HD Composite DT (RIBBON, 6- FleeceBACK | (FULL) or HydroBond
(loose gravel removed) .
inch o.c.) WB
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered granule-surfaced DEXcell FA Glass Mat Roof
asphalt built-up roof (BUR), smooth- Board or SECUROCK Gypsum- Flexible FAST or Flexible FAST or
R-29 surfaced asphalt built-up roof (BUR), Fiber Roof Board, min. 0.4375- Flexible FAST None N/A Sure-Weld Flexible FAST DT 3025
granule-surfaced APP or SBS modified inch DEXcell Cement Roof Board DT (RIBBON) FleeceBACK | (FULL) or HydroBond '
bitumen or smooth-surfaced SBS or min. 0.5-inch SecurShield HD, WB
modified bitumen SecurShield HD Plus or
EcoStorm VSH
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate D e B ver(s) press MDP
No. (Note 1, Note 12) T B T ac T Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication

Min. 0.5-inch DensDeck Prime,
DEXcell FA Glass Mat Roof

Existing fullv-adhered asphalt built-u Board or SECUROCK Gypsum- Flexible FAST or Flexible FAST or
g tufly- P P Fiber Roof Board, min. 0.4375- | Flexible FAST Sure-Weld | Flexible FAST DT
R-30 roof (BUR) with flood coat & gravel . None N/A -302.5
(Ioose gravel removed) inch DEXcell Cement Roof Board | DT (RIBBON, 6- FleeceBACK | (FULL) or HydroBond
g or min. 0.5-inch SecurShield HD, inch o.c.) WB

SecurShield HD Plus or
EcoStorm VSH

SURE-WELD FLEECEBACK RL APPLICATIONS:

Existing fully-adhered granule-surfaced

asphalt built-up roof (BUR), smooth- . Insulation: (Optional) Additional Flexible FAST
surfaced asphalt built-up roof (BUR) (Optional) Min. 1-inch InsulBase Flexible FAST or layer(s) base insulation or Flexible
5 ) ’ o " | Flexible FAST -Weld FleeceBACK RL -142.
R31 granule-surfaced APP or SBS modified SecurShield D'?)ZIRII:BOI\SI) Coverboard: Min. 2.0-inch InsulBase FAST DT Sure-Weld FleeceBAC >
bitumen or smooth-surfaced SBS RL (RIBBON)
modified bitumen
... . Flexible FAST or | Insulation: (Optional) Additional Flexible FAST
Existing fully-adhered asphalt built-up Min. 1-inch InsulBase Flexible FAST layer(s) base insulation or Flexible
R-32 roof (BUR) with flood coat & gravel T ! Sure-Weld FleeceBACK RL -142.5
(Ioosie razlglremoved) grav SecurShield DT (RIBBON, 6- Coverboard: Min. 2.0-inch InsulBase FAST DT Y
g inch o.c.) RL (RIBBON)
- . Flexible FAST or
Existing fully-adhered asphalt built-up Flexible FAST

R-33 roof (BUR) with flood coat & gravel Min. 2.0-inch InsulBase RL None N/A Sure-Weld FleeceBACK RL -142.5

DT (RIBBON, 6-
(loose gravel removed) .
inch o.c.)
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NEmoO | etc.e
TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover
Base Insulation Layer Top Insulation Layer(s
System Substrate v P yer(s) Note 15 MDP
No. (Note 1, Note 12) T Attach T Attach B R (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
insiaon: Ol Aion
su’:faced as haFI)t built-u rt;of (BUR) (Optional) Min. 1.5- Flexible FAST or layer(s) base insulation Flexible FAST or SureMB 90TG or FleeceBACK / Flexible
R-34 P P il inch InsulBase, Flexible FAST DT Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT 120TG/ torch- . -165.0
granule-surfaced APP or SBS modified SecurShield (RIBBON) ﬁCUROCK G Fib (RIBBON) applied FAST or Flexible FAST
bitumen or smooth-surfaced SBS rime or ypsum-riber PP DT (FULL)
. . Roof Board
modified bitumen
Flexible FAST or Insulation: (Optional) Additional sure-Weld
Existing fully-adhered asphalt built-up ) ) X! layer(s) base insulation Flexible FAST or SureMB 90TG or Y .
. Min. 1.5-inch Flexible FAST DT ) i . FleeceBACK / Flexible
R-35 roof (BUR) with flood coat & gravel . R Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT 120TG/ torch- : -165.0
InsulBase, SecurShield (RIBBON, 6-inch TN : R FAST or Flexible FAST
(loose gravel removed) Prime or SECUROCK Gypsum-Fiber (RIBBON) applied
o.c.) DT (FULL)
Roof Board
Existing fully-adhered asphalt built-up Min. 0.5-|nch FIex!bIe FAST Q¢ SureMB 90TG or Sure-Weld .
R-36 roof (BUR) with flood coat & gravel DensDeck Prime or Flexible FAST DT None N/A 120TG/ torch- FleeceBACK / Flexible -165.0
(loose gravel removed) g SECUROCK Gypsum- (RIBBON, 6-inch apolied FAST or Flexible FAST '
g Fiber Roof Board o.c.) PP DT (FULL)
SURE-WELD AFX MEMBRANE APPLICATIONS:
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
slj?fgi:db:!t huarl)trglcjiflt(?,lURr)c;Z?(ch)Jtlr) Min. 1-inch InsulBase flexiale gl of |2\S/§rz(as;0br;s(e i‘:\sll.?lr;iiln e Flexible FAST or SureMB 90TG or Sure-Weld AFX /
R-37 P P o o " | Flexible FAST DT ) _ Flexible FASTDT | 120TG/ torch- | C-MCA or hot -157.5
granule-surfaced APP or SBS modified SecurShield (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) aoplied halt
bitumen or smooth-surfaced SBS Gypsum-Fiber Roof Board pp aspha
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up . . FIex!bIe FAST or Insulation: { .p |0na.) tiona Flexible FAST or SureMB 90TG or | Sure-Weld AFX /
. Min. 1-inch InsulBase, Flexible FAST DT layer(s) base insulation .
R-38 roof (BUR) with flood coat & gravel R R . . Flexible FAST DT 120TG/ torch- C-MCA or hot -157.5
Securshield (RIBBON, 6-inch | Coverboard: Min. 0.25-inch SECUROCK )
(loose gravel removed) - (RIBBON) applied asphalt
o.c.) Gypsum-Fiber Roof Board
Existing fully-adhered asphalt built-up Min. 0.5-inch FIex!bIe FAST or SureMB 90TG or
) Flexible FAST DT Sure-Weld AFX /
R-39 roof (BUR) with flood coat & gravel SECUROCK Gypsum- R None N/A 120TG/ torch- -157.5
. (RIBBON, 6-inch B C-MCA or hot asphalt
(loose gravel removed) Fiber Roof Board 0c) applied
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NEmoO | etc.e
TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover
Base Insulation Layer Top Insulation Layer(s
System Substrate i g ver(s) (Note 15) MDP
No. (Note 1, Note 12) T Attach T Attach 8 N (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth . . Flexible FAST or Insulation: { .p |0na.) ttona Flexible FAST or SureMB 90TG or
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . layer(s) base insulation X Sure-Weld AFX
R-40 e R Flexible FAST DT . . Flexible FAST DT 120TG / torch- -167.5
granule-surfaced APP or SBS modified SecurShield Coverboard: Min. 0.25-inch DensDeck R C-MCA or hot asphalt
. (RIBBON) - (RIBBON) applied
bitumen or smooth-surfaced SBS Prime
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up . . FIex!bIe FAST or Insulation: ( .p |0na.) S Flexible FAST or SureMB 90TG or
. Min. 1-inch InsulBase, Flexible FAST DT layer(s) base insulation i Sure-Weld AFX /
R-41 roof (BUR) with flood coat & gravel R R . . Flexible FAST DT 120TG/ torch- -167.5
SecurShield (RIBBON, 6-inch Coverboard: Min. 0.25-inch DensDeck . C-MCA or hot asphalt
(loose gravel removed) == (RIBBON) applied
o.c.) Prime
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- )
surfaced asphalt built-up roof (BUR), Min. 0.5-inch FIex!bIe FAST or SureMB 90TG or Sure-Weld AFX /
R-42 . . Flexible FAST DT None N/A 120TG/ torch- -202.5
granule-surfaced APP or SBS modified DensDeck Prime (RIBBON) aoolied C-MCA or hot asphalt
bitumen or smooth-surfaced SBS PP
modified bitumen
L . Flexible FAST or
Existing fuIIy—Iadhered asphalt built-up Min. 0.5-inch Flexible FAST DT SureMB 90TG or Sure-Weld AFX /
R-43 roof (BUR) with flood coat & gravel . R None N/A 120TG/ torch- -202.5
DensDeck Prime (RIBBON, 6-inch . C-MCA or hot asphalt
(loose gravel removed) 0.3 applied
Min. 1.5-inch Insulation: (Optional) Additional
R-44 | Existing fully-adhered asphaltic BUR InsulBase, SecurShield | gq, layer(s) bas(e i‘r)‘su'atizm 0B500 i;:)eT“élj ?cgfhor Sure-Weld AFX 105.0
- xisting fully- i . . - -105.
g Tully P or min. 2-inch Coverboard: Min. 0.25-inch SECUROCK apolied C-MCA or hot asphalt
Insulfoam | or VIII Gypsum-Fiber Roof Board PP
in. 1.5-i Insulation: (Optional) Additional
:\r:l;:n:aiemsc:curshield Iayzr(s; bas(e i’r)wlulatiln N SureMB 30TG or Sure-Weld AFX /
R-45 Existing fully-adhered asphaltic BUR . ! 0OB500 0B500 120TG/ torch- -120.0
xisting Tully-adhered asphaltic or min. 2-inch Coverboard: Min. 0.25-inch DensDeck a Iied/ ore C-MCA or hot asphalt
Insulfoam | or VIII Prime PP
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TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: PLATE-BONDED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to @ing the Purlin Fastener into the purlin

NEmoO | etc.e

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP
No. (Note 1) (Note 5) Fastener (Note 11) Spacing sf
RHINOBOND SYSTEMS:
E;(E:Lrl)gvsetrinhd;:/‘iserim olrelazsfgrgsgg_tiilch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 18-inch o.c. in Sure-Weld (minimum 60-mil) or Sure-Weld
R-46 - & . ga. . combination, and RhinoBond Plate-TPO are fastened through to "l EXTRA induction welded with RhinoBond -30.0
to max. 3/16-inch thick steel purlins spaced N . rows 60-inch o.c. o .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 60-inch o.c.
E;(:ftlcr:)gvzznhdxise;?; Oiéar;sﬁgrgsr;:tiilch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld
R-47 X g - ga. . combination, and RhinoBond Plate-TPO are fastened through to o EXTRA induction welded with RhinoBond -30.0
to max. 3/16-inch thick steel purlins spaced L . along purlins .. .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 120-inch o.c.
Existing standi | tal
XISting stan m.g seam or’ap seam me .a One or more layers, any Carlisle HP Purlin Fastener or RetroDriller Fastener . Sure-Weld or Sure-Weld EXTRA induction
roof covers having min. 16 ga. (0.0598-inch) L R 6-inch o.c. along . R
R-48 K X X combination, and RhinoBond Plate-TPO are fastened through to . welded with RhinoBond tool per -37.5
to max. 3/16-inch thick steel purlins spaced L . purlins ) .
. preliminarily fastened purlins manufacturer’s instructions.
max. 120-inch o.c.
Existing standing seam or lap seam metal
XIsting : g . P . One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener R Sure-Weld or Sure-Weld EXTRA induction
roof covers having min. 16 ga. (0.0598-inch) L R 12-inch o.c. . R
R-49 K X X combination, and RhinoBond Plate-TPO are fastened through to . welded with RhinoBond tool per -37.5
to max. 3/16-inch thick steel purlins spaced R . along purlins ) )
. preliminarily fastened purlins manufacturer’s instructions.
max. 60-inch o.c.
Existi -
r;(;,tlcr;gvztrznhdalcignser:ri?‘ ollﬁelazsfgrgsg];jilch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld
R-50 - g . ga. . combination, and RhinoBond Plate-TPO are fastened through to . EXTRA induction welded with RhinoBond -45.0
to max. 3/16-inch thick steel purlins spaced L . along purlins s .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 60-inch o.c.
SZ(I)Sftlcrl)gvSetrinhdaICﬁseri?:\ Olelazsfgrgsr;:-tiilch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 6-inch o.c. alon Sure-Weld (minimum 60-mil) or Sure-Weld
R-51 R g L ga. . combination, and RhinoBond Plate-TPO are fastened through to g EXTRA induction welded with RhinoBond -52.5
to max. 3/16-inch thick steel purlins spaced L . purlins L. .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 120-inch o.c.
f;(sftlcrl)gvsetznhd;;\rlﬁse;m Oiéazsﬁoarg;;:tiilch) One or more layers, any Carlisle HP Purlin Fastener or RetroDriller Fastener 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction
R-52 . g o ga. . combination, and RhinoBond Plate-TPO are fastened through to € | welded with RhinoBond tool per -67.5
to max. 3/16-inch thick steel purlins spaced W . purlins , .
. preliminarily fastened purlins manufacturer’s instructions.
max. 60-inch o.c.
ISOWELD INDUCTION WELDING SYSTEM:
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 12-inch o.c Sure-Weld or Sure-Weld EXTRA induction
R-53 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are " welded with SFS isoweld® 3000 stand-up -37.5
. : . L ) along purlins
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins tool.
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction
R-54 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are ur.lirlms g welded with SFS isoweld® 3000 stand-up -37.5
ksi steel purlins spaced max. 120-inch o.c. preliminarily fastened fastened through to purlins P tool.
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TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: PLATE-BONDED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmoO | etc.e

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP

No. (Note 1) (Note 5) Fastener (Note 11) Spacing (psf)
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld

R-55 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are alon url.in.s EXTRA induction welded with SFS isoweld® -45.0
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins ep 3000 stand-up tool.
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction

R-56 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are | ) 3 welded with SFS isoweld® 3000 stand-up -90.0
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins purlins tool.

All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

TABLE 7p: STEEL—-RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Roof Cover (Note 15A) e
System No. Deck (Note 1) Attach P
sf
Type Note 5 Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-57 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and max. 138.5-inch o.c. to engage steel purlin. -30.0
thick steel purlins spaced max. 138.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-58 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 115-inch o.c. to engage steel purlin. -45.0
thick steel purlins spaced max. 115-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-59 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-60 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 138.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 138.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-61 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 90.5-inch o.c. to engage steel purlin. -67.5
thick steel purlins spaced max. 90.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 9-inch o.c. within 5.5-inch wide laps spaced
R-62 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -75.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-63 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -90.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
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TABLE 7e: STEEL — RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to @ing the Purlin Fastener into the purlin

Insulation Roof Cover (Note 15A)
System K MDP
No. el Type Attach Membrane Fastener (Note 11) Attachment sf
(Note 5)
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 138-inch o.c. The plates are centered over each strip and
R-64 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -30.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 138-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 114-inch o.c. The plates are centered over each strip and
R-65 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -45.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 114-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 90-inch o.c. The plates are centered over each strip and
R-66 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -52.5
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 90-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 120-inch o.c. The plates are centered over each strip and
R-67 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -60.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with HP-250 Primer at the strip location, then rolling into
spaced max. 120-inch o.c. place with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 60-inch o.c. The plates are centered over each strip and
R-68 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 12-inch o.c. to engage the purlin. Roof cover adhered to each -60.0
3/16-inch thick steel purlins combination atigiied Weld EXTRA Piranha Plate strip by first priming with HP-250 Primer at the strip location, then rolling

spaced max. 60-inch o.c.

into place with a hand roller.
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TABLE 7r: RECOVER APPLICATIONS
SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

System Deck Roof Cover (Note 15) MDP
No. (Note 1) Membrane Fastener (Note 11) Fastener Spacing Lap Width Lap Spacing Seam Weld (psf)
R-69 Existing steel deck Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 12-inch o.c. 5.5-inch 138.5-inch 1.5-inch outside 300

FleeceBACK to engage existing deck o.c.
- Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R-70 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 12-inch o.c. 5-inch 139-inch o.c. 1.5-inch outside -30.0
R-71 Ex.lstlng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP—X'Fa'stener and Piranha Plate installed through 12-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside -30.0
min. Grade 80 FleeceBACK to engage existing deck
- Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R-72 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 6-inch o.c. 5-inch 139-inch o.c. 1.5-inch outside -37.5
R-73 Ex.lstlng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5.5-inch 139-inch o.c. 1.5-inch outside 375
min. Grade 80 FleeceBACK to engage existing deck
- Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R-74 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 12-inch o.c. 5-inch 115-inch o.c. 1.5-inch outside -37.5
R-75 Ex.|st|ng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-Xtra Faste.ne.r and Piranha Xtra Plate installed 12-inch o.c. 5 5-inch 115-inch o.c. 1.5-inch outside 375
min. Grade 80 FleeceBACK through to engage existing deck
-Weld AFX -Wel lisle HP-X F Pi PI i Il h 138.5-inch
R-76 Existing steel deck Sure-Weld or Sure-Weld Carlisle ' a'stener and Piranha Plate installed throug 6-inch o.c. 5 5-inch 38.5-inc 1.5-inch outside 525
FleeceBACK to engage existing deck o.c.
-Weld AFX -Wel Carlisle HP-Xtra Fast Piranha Xtra Plate install 138.5-inch
R-77 Existing steel deck Sure-Weld or Sure-Weld arisie raras e.ne.r A Piragga R Plate installed 6-inch o.c. 5.5-inch 38.5-nc 1.5-inch outside -60.0
FleeceBACK through to engage existing deck o.c.
R-78 Exhlstmg steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP—X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5.55inch 138.5-inch 1.5-inch outside -60.0
min. Grade 80 FleeceBACK to engage existing deck o.c.
R-79 EX.IStIng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5.55inch 91-inch o.c. 1.5-inch outside -60.0
min. Grade 80 FleeceBACK to engage existing deck
Existing steel deck Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R- ! 12-inch o.c. -inch 1-inch o.c. 1.5-inch out: -60.
80 min. Grade 80 Weld FleeceBACK 135 through to engage existing deck inch 0. >-inc 9l-incho.c >-inch outside 60.0
R-81 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast.erTer and Piranha Plate installed 12-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -30.0
concrete FleeceBACK through to engage existing deck o.c.
Existi tructural -Weld AFX -Wel Carlisle HD 14-1 CD-10 Fast Piranha Plat
R-82 xisting structura Sure-Weld or Sure-Weld ( arlisle 0or 0 as.er.\er and Piranha Plate 6-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 375
concrete FleeceBACK installed through to engage existing deck Plate
R-83 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast.erfer and Piranha Plate installed 12-inch o.c. 5.55inch 115-inch o.c. 1.5-inch outside 375
concrete FleeceBACK through to engage existing deck
R-84 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast.er?er and Piranha Plate installed 6-inch o.c. 5.55inch 138.5-inch 1.5-inch outside -60.0
concrete FleeceBACK through to engage existing deck o.c.
R-85 Existing structural Sure-Weld AFX or Sure-Weld Farlisle HD 14-10 or CD-10 Fas?er.\er and Piranha Plate 6-inch o.c. 5.5-inch 91-inch o.c. 1.5-inch outside 60.0
concrete FleeceBACK installed through to engage existing deck
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NEmoO | etc.e
TABLE 7G: RECOVER APPLICATIONS
SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12) e
No. . Type J Attach (psf)

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):

. Flexible FAST or Flexible FAST DT
R-86 Existing, fully-adhered EPDM Sure-Weld FleeceBACK (RIBBON, 12-inch o.c.)) -30.0

Flexible FAST or Flexible FAST DT

R-87 Existing, fully-adhered EPDM Sure-Weld FleeceBACK (RIBBON, 6-inch o.c.)) -75.0
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- Flexible FAST or Flexible FAST DT
R-88 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Sul@eld FleeceBACK (RIBBON, 6-inch o.c.) 177.0

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule-

R-89 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Sure-Weld FleeceBACK Flexible FAST (FULL) -177.0
R-90 Existing fully adhered TPO single ply Sure-Weld FleeceBACK Flexible FAST DT (FULL) -270.0
Flexible FAST or Flexible FAST DT
R-91 Existing, fully-adhered EPDM Sure-Weld FleeceBACK (FEXLI:_J)e ST or Flexible FAS -315.0
R-92 Existing fully a.d.here.d, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR) or granule- Sure-Weld AFX Hot Asphalt 3675
surfaced modified bitumen
R-03 Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- Sure-Weld FleeceBACK Flexible FAST DT (FULL) 635.0

surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen

Flexible FAST or Flexible FAST DT
3 Existi ) ) . _— | ) . B 1057
R-94 xisting spray-applied polyurethane foam (SPUF) roof with existing acrylic roof coating Sure-Weld FleeceBACK (FULL, splatter-applied) 057.5

. . Flexible FAST or Flexible FAST DT
R-95 Existing spray-applied polyurethane foam (SPUF) roof; scarify surface in accordance with report holder’s requirements. Sure-Weld FleeceBACK (FTJXLIL iplatte?—;p;)i(:ed; -1247.5
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TABLE 7H: RECOVER APPLICATIONS
SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

t Roof Cover (Note 15) MDP
EE Substrate (Note 1, Note 12) Lightweight Concrete A
. Type | Attach (psf)

SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
- CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular Aqua Base 120, CAV-GRIP Il AP, LVOC BA
R-96 Exist I surf BUR Sure-Wel -75.0
xisting gravel surtace Concrete or Celcore MF Cellular Concrete (EPS board optional) %"\ or Sure-Weld BA
R-97 Existing mineral surf?c.e cap sheet, smooth surface BUR or CELCORE (FL2037): Mln..300 psi, Min. 2-inch thick, Celcore Cellular Sure-Weld Aqua Base 120 825
smooth surface modified cap sheet Concrete (EPS board optional)
Existing mineral surface cap sheet, smooth surface BUR or CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular CAV-GRIP 1l AP, LVOC BA or Sure-Weld
R-98 o . Sure-Weld -135.0
smooth surface modified cap sheet Concrete (EPS board optional) BA
. . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. Aqua Base 120, CAV-GRIP Il AP, LVOC BA
R-99 Existing mineral surface cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Weld or Sure-Weld BA 1350
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min.
R-1 -Wel Al B 12 -217.
00 cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Weld qua Base 120 >
R-101 Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. Sure-Weld CAV-GRIP Il AP, LVOC BA or Sure-Weld 2625
cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). BA '
R-102 Existing asphalt BUR CONCRECEL. (FL55§4 & FL105(:)0): Min. 350 psi, min. 2—|nch thick, Sure-weld CAV-GRIP Il AP, LVOC BA or Sure-Weld 375.0
Concrecel Lightweight Insulating Concrete (EPS board optional) BA
R-103 EX|st'|rTg asp.)halt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Mln. 250 psi, Min. 2-inch thick, Elastizell Range Sure-weld Aqua Base 120 675
modified bitumen 1 LWIC (EPS board optional)
Existing asphalt BUR or granule-surface SBS modified ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range CAV-GRIP Il AP, LVOC BA or Sure-Weld
R-104 R R Sure-Weld -302.5
bitumen I LWIC (EPS board optional) BA
Existing asphalt BUR or smooth-surface SBS modified ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range CAV-GRIP Il AP, LVOC BA or Sure-Weld
R-105 R R Sure-Weld -342.0
bitumen I LWIC (EPS board optional) BA
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
e CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-1 Exist I surf BUR FI le FAST or FI le FAST DT (FULL -75.
06 xisting gravel surface BU 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK exible FAST or Flexible FAS (FULL) >0
- . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-107 Exist I surf heet Flexible FAST or Flexible FAST DT (FULL -135.0
Xisting mineraf surtace cap shee 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK exible or Fexible ( )
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-108 cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK Flexible FAST or Flexible FAST DT (FULL) 2325
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Range | Sure-Weld .
-1 LL -250.
R-109 modified bitumen I LWIC (EPS optional board) FleeceBACK Flexible FAST (FULL) 500
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TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION

NEmoO | etc.e

SYSTEM TYPE A-1A: BONDED TEMP ROOF, BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Temporary R o MDP
No. (Note 1) Roof ac ac sf
Type (Notes 6,7,8) Type (Notes 6,7,8) Type Attach
SURE-WELD MEMBRANE APPLICATIONS:
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Al B 120, CAV
ROOF DECK PANEL ure Two (21 . Flexible FAST in. 0.5-inc exible or qua Base 120, -
P-1. (ASTM D41 primed) or 120TG / 2"(‘;’"2621 as‘fcrj’r smh::| g (RT:;OEN) SECUROCK Gypsum- | Flexible FAST DT Sure-Weld GRIP Il AP, LVOCBA | -45.0
torch-applied ’ ! Fiber Roof Board (RIBBON) or Sure-Weld BA
FBC FPA FL19921
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Al B 120, CAV
ROOF DECK PANEL ure Two (2) layers, min. i IRe.->-InG FXQ e FAst or qua Base 224, LAV
P-2. . or 120TG / R ) Flexible FAST (FULL) SECUROCK Gypsum- Flexible FAST DT Sure-Weld GRIP lll AP, LVOC BA -105.0
(ASTM D41 primed) . 2.0-inch, SecurShield .
torch-applied Fiber Roof Board (FULL) or Sure-Weld BA
FBC FPA FL19921
M-D NOA 23-0316.03
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS:
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Flexible FAST
ROOF DECK PANEL ure Two (2) layers, min. Flexible FAST n. 9.>-Inc exivie or Sure-Weld exib'e or
P-3. (ASTM D41 primed) or 120TG / 2.0-inch, SecurShield | (RIBBON) SECUROCK Gypsum- Flexible FAST DT FleeceBACK Flexible FAST DT -45.0
torch-applied : ! Fiber Roof Board (RIBBON) (RIBBON, 6-inch o.c.)
FBC FPA FL19921
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Flexible FAST
ROOF DECK PANEL ure 5 ) in. 0.5-inc exible or ! exible or
P-4, : or 1207G / Two (2) layers, min. | ¢\ il EAST (FULL) | SECUROCK Gypsum- | Flexible FAST DT Sure-Weld Flexible FAST DT -105.0
(ASTM D41 primed) ) 2.0-inch, SecurShield . FleeceBACK
torch-applied Fiber Roof Board (FULL) (FULL)
FBC FPA FL19921
M-D NOA 23-0316.03
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TABLE 9A: HILTI PART / SUPPORT THICKNESS LIMITATIONS'

HILTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 LISMXR t>0.25
X-EDN19 THQ12 or X-EDN19 THQ12M 0.25<t<0.375
X-EDNK22 THQ12 or X-EDNK22 THQ12M t=0.25

X-HSN 24

0.125<t<0.375

S-MD 12-24 x 1-5/8 M HWH5

0.125<t<0.25

TABLE 9B: HILTI PART / TYPE B STEEL DECK ATTACHMENT-SPAN LIMITATIONS'

MAX. SPAN (INCHES)
HILTI PART MAX. SPgCéglG (LIS MAX';LEL;‘GI:EB(L:SI;;ESIGN Min. 22 ga. steel Min. 20 ga. steel Min. 18 ga. steel
Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi
12 -45.0 72 72 72 72 72 72
6 -82.5*% 72 72 72 72 72 72
6 -90.0* 68 72 72 72 72 72
6 -97.5*% 63 72 72 72 72 72
6 -105.0* 59 72 72 72 72 72
6 -112.5% 55 72 67 72 72 72
.ENP-19 L15 6 -120.0* 51 72 63 72 72 72
X-ENP-19 L15MX 6 -127.5% 48 72 59 72 72 72
X-ENP-19 L15MXR 6 -135.0% 45 72 56 72 72 72
X-EDN19 THQ12 6 -142.5%* 43 72 53 72 72 72
X-EDN19 THQ12M 6 -150.0* 41 72 50 72 69 72
X-EDNK22 THQ12 6 -157.5% 39 71 48 72 65 72
X-EDNK22 THQ12M 6 -165.0* 37 68 46 72 62 72
X-HSN 24 6 -165.0* 35 65 a4 72 60 71
or 6 -172.5* 34 62 42 72 57 68
$-MD 12-24 x1-5/8 M HWHS 6 -180.0% 33 60 40 72 55 65
6 -187.5* 31 57 39 71 53 62
6 -195.0% 30 55 37 68 51 60
6 -202.5* 29 53 36 66 49 58
6 -210.0* 28 51 36 63 47 56
6 -217.5% 27 50 33 61 46 54
6 -225.0* 26 48 32 59 44 52

*Limited to fully or partially adhered roof coverings.

" Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEmo | etc. nor Robert Nieminen, P.E.purport to evaluate Hilti fasteners for compliance

with the Florida Building Code.

©ONEMO ETC, LLC
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