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SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 9t Edition (2026) Florida
Building Code and 2024 International Building Code sections noted herein.

DEescrIPTION: Carlisle Sure-Weld TPO Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
Nemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 5, plus 126-pages of Appendix. S L
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3.  Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the States of Connecticut (PE-24802), Texas (PE-96420) and Washington (PE-39055). Use of this
PEER in support of permitting is at the discretion of the Authority Having Jurisdiction.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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ROOFING SYSTEMS EVALUATION:
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1. SCOPE:

Product Category:
Sub-Category:

Product Approval Method:

Roofing

Single Ply Roof Systems
Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Carlisle Sure-Weld TPO Roof Systems, as produced by Carlisle SynTec Systems, have
demonstrated compliance with the following sections of the referenced Building Codes through testing in
accordance with the following Standards. Compliance is subject to the Installation Requirements and Limitations
of Use set forth herein.

2. STANDARDS:

CoDE

SECTION

2026 Florida Building Code 1504.3.1

1504.7
1507.11.2
1507.12.2

PROPERTY

Wind resistance

Impact resistance
Material standard
Material standard

STANDARD

FM 4474, UL1897
FM 4470, Section 4.6
ASTM D6163, D6164
ASTM D6878

2024 International Building 1504.4.1

Code

3. REFERENCES:

1504.7
1507.11.2
1507.13.2

Wind resistance

Impact resistance
Material standard
Material standard

FM 4474, UL1897
FM 4470, Section 4.6
ASTM D6163, D6164
ASTM D6878

ENTITY
NEMO CERT (CER13842)
PRI CMT(TST5878)
PRI CMT(TST5878)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
)
)
)
)
)
)
)
)
)
)

ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ACRC(TST4671)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
ATI (TST1588)
CTL (TST1577)
CTL (TST1577)
CTL (TST1577)
CTL (TST1577)
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Exam
D6878, TAS 110
ASTM D6163
ASTM D6164
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind
Wind

TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
FM 4470
FM 4470
FM 4470
FM 4470
FM 4470
FM 4474
TAS 114
TAS 114
TAS 114
FM 4474
FM 4474
FM 4474
FM 4474
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REFERENCE
Certifications
1655T0009
165560010
07-051

07-059

10-009

10-018

10-019

11-034

11-035

11-036

11-037

15-002

15-008

15-009

15-011

15-012

15-015

15-016

15-018

15-019

15-020

15-021

15-037

15-038

15-041

15-043

15-045

15-046

15-047

ACRC 24-007
ACRC 24-010
ACRC 24-014
ACRC 24-015
01-37050.01
01-39152.01
63524.01-111-47
76506.01-111-47
77891.01-111-47
C1141.01-109-18
D7772.01-109-18
D7772.02-109-18
E4981.01-109-18
CTLA-105R
CTLA-105R-1
CTLA-105R-2
CTLA-106R

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems

DaTte
Current
01/21/22
01/21/22
08/29/07
10/15/07
05/19/10
08/25/10
08/25/10
06/28/11
06/28/11
06/29/11
06/29/11
03/30/15
04/02/15
04/06/15
07/07/15
07/07/15
07/09/15
07/09/15
07/10/15
07/14/15
07/14/15
07/15/15
12/28/15
12/28/15
12/30/15
01/04/16
01/11/16
01/11/16
01/12/16
04/17/24
04/18/24
04/24/24
04/25/24
03/13/00
03/28/01
03/16/06
09/06/07
10/26/07
09/13/12
07/09/14
07/14/14
02/26/15
10/13/08
10/13/08
10/13/08
10/16/08

ENTITY

FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
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Exam

FM 4474
FM 4474
FM 4470
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4451
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4451
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474

REFERENCE DATE

3041797 10/13/11
3039073 11/22/11
1X9A4.AM 12/06/11
3000919 12/06/11
3044748 12/06/11
3040260 02/27/12
3041799 03/29/12
3043824 04/06/12
3039762 09/07/12
3047327 09/13/12
3040639 09/18/12
3043858 09/25/12
3047012 10/22/12
3042075 10/23/12
3045953 02/13/13
797 (ribbon HP-NB) 04/25/13
3049232 09/11/13
3049189 03/11/14
3048753 09/16/14
3051392 (data) 10/15/14
3054838 02/13/15
3055462 04/01/15
3055227 05/21/15
3053933 06/30/15
3054498 11/30/15
3050229 01/25/16
3058125 02/04/16
3055167 02/10/16
3054028 05/25/16
3055824 05/31/16
3056745 09/28/16
3058058 11/04/16
3058125 12/06/16
3062422 (data) 05/25/17
3062422 (data) 01/05/18
PR449852 (data) 03/29/18
3063767 (Itr) 04/03/18
3058463 05/22/18
3063373 07/23/18
PR451012 (data) 09/11/18
PR449651 09/25/18
RR206411 09/26/18
3063085 10/05/18
PR451012 (data) 10/11/18
PR452297 (data) 12/05/18
PR452297 (data) 12/06/18
PR451012 (data) 12/13/18
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EnTITY Exam REFERENCE DATE EnTITY Exam REFERENCE DATE
CTL (TST1577) FM 4474 CTLA-106R-1 10/16/08 FM (TST1867) FM 4474 PR452773 (data) 01/30/19
CTL (TST1577) FM 4474 CTLA-106R-2 10/16/08 FM (TST1867) FM 4474 PR452773 (data) 02/01/19
CTL (TST1577) FM 4474 CTLA-106R-3 10/16/08 FM (TST1867) FM 4474 PRA51012 (data) 02/01/19
CTL (TST1577) FM 4474 CTLA-106R-4 10/16/08 FM (TST1867) FM 4474 3059662 02/05/19
CTL (TST1577) TAS 117 CTLA111R 01/13/09 FM (TST1867) FM 4474 PRA51520 (data) 05/02/19
ERD (TST 11294) FM 4474 13380.01.17 01/27/17 FM (TST1867) FM 4474 PRA53044 05/30/19
ERD (TST 11294) FM 4474 CLT16160.08.17-1 08/28/17 FM (TST1867) FM 4474 PRA53924(data) 06/19/19
ERD (TST 11294) FM 4474 CLT16160.08.17-2 08/28/17 FM (TST1867) FM 4474 3060914 06/20/19
ERD (TST 6049) FM 4470 £9490.03.08 03/25/08 FM (TST1867) FM 4474 PRA53922 08/08/19
ERD (TST 6049) Criticality A35880.04.12-R1 10/26/12 FM (TST1867) FM 4474 PRA52049 08/27/19
ERD (TST 6049) FM 4474 NG-5€10075.12.15 12/28/15 FM (TST1867) FM 4474 PR460398 (data) 01/29/20
ERD (TST 6049) FM 4474 5C10010.02.16 02/29/16 FM (TST1867) FM 4474 PRA53353 01/31/20
ERD (TST 6049) FM 4474 CRL-5€10290.03.16 03/03/16 FM (TST1867) FM 4474 PRA53923 02/02/20
ERD (TST 6049) FM 4474 CRL-5C13450.01.17 01/31/17 FM (TST1867) FM 4474 PRA51812 04/24/20
ERD (TST 6049) Criticality SFS-5C12250.10.17 10/23/17 FM (TST1867) FM 4474 RR223958 06/10/20
FM (QUA1840) Traceability 3056620 10/12/15 FM (TST1867) FM 4474 RR224173 06/30/20
FM (TST1867) FM 4470 1T3A3.AM 11/26/91 FM (TST1867) FM 4474 PRA54181 12/10/20
FM (TST1867) FM 4470 OV7A4.AM 06/10/92 FM (TST1867) FM 4474 PRA60398 (data) 06/23/21
FM (TST1867) FM 4470 1V9A5.AM 09/16/92 FM (TST1867) FM 4474 PR456208 (data) 09/28/21
FM (TST1867) FM 4470 1T2A6.AM 02/22/93 FM (TST1867) FM 4474 PRA59293 09/29/21
FM (TST1867) FM 4470 1X6A7.AM 08/16/93 FM (TST1867) FM 4474 PR453924 (data) 11/10/21
FM (TST1867) FM 4470 379A1.AM 10/15/97 FM (TST1867) FM 4474 PR454979 12/07/21
FM (TST1867) FM 4470 3001580 11/16/98 FM (TST1867) FM 4474 PRA53924 (data) 12/08/21
FM (TST1867) FM 4470 3001522 03/26/99 FM (TST1867) FM 4474 PR465894 (data) 04/12/23
FM (TST1867) FM 4470 3003393 03/30/99 FM (TST1867) FM 4474 PRA67995 (data) 01/04/24
FM (TST1867) FM 4470 3003337 06/11/99 FM (TST1867) FM 4474 PR463769 (LTR) 01/13/24
FM (TST1867) FM 4470 3006110 06/13/01 FM (TST1867) FM 4474 PRA67975 03/21/24
FM (TST1867) FM 4470 3011329 06/10/02 FM (TST1867) FM 4474 PRA69635 (data) 05/23/24
FM (TST1867) FM 4470 3012879 04/04/03 FM (TST1867) FM 4474 PRA69635 (data) 07/28/24
FM (TST1867) FM 4470 3013584 06/27/03 FM (TST1867) FM 4474 PRA62962 07/30/24
FM (TST1867) FM 4470 3014692 08/05/03 FM (TST1867) FM 4474 PRA70092 08/14/24
FM (TST1867) FM 4470 3016355 09/15/03 FM (TST1867) FM 4474 PRA69635 (data) 09/12/24
FM (TST1867) FM 4470 3019890 12/16/04 FM (TST1867) FM 4470 PRA70554 06/23/25
FM (TST1867) FM 4474 3017662 06/07/05 FM (TST1867) FM 4470 PR475333 (DATA) 01/08/26
FM (TST1867) FM 4474 3023032 07/20/05 FM (TST1867) FM 4470 PRA75333 (DATA) 02/27/26
FM (TST1867) FM 4474 3018631 11/03/05 FM (TST1867) FM 4470 PR474040 04/09/26
FM (TST1867) FM 4474 3023999 11/08/05 FM (TST1867) FM 4470 PRA75333 (DATA) 04/21/26
FM (TST1867) FM 4474 3020845 01/25/06 FM (TST1867) FM 4470 PR475497 (DATA) 04/21/26
FM (TST1867) FM 4474 3021941 03/20/06 M-D (CER1592) TAS 114 21-1229.06 02/24/22
FM (TST1867) FM 4474 3023340 03/20/06 M-D (CER1592) TAS 114 23-0817.05 09/14/23
FM (TST1867) FM 4474 3023458 07/18/06 M-D (CER1592) TAS 114 24-0906.02 10/17/24
FM (TST1867) FM 4474 3024593 07/27/06 NEMO (TST 6049) FM 4474 4-CRL-18-003.05.18 05/15/18
FM (TST1867) FM 4474 3022174 09/25/06 NEMO (TST 6049) FM 4474 CRL-SC16815.06.18 06/07/18
FM (TST1867) FM 4474 3024973 11/10/06 NEMO (TST 6049) FM 4474 41-CEL-18-001.12.18 12/14/18
FM (TST1867) FM 4474 3021235 06/01/07 NEMO (TST 6049) Criticality 45-CRL-18-005.11.18-R1 01/17/19
FM (TST1867) FM 4474 3026964 07/25/07 NEMO (TST 6049) FM 4474 41-CRL-18-003.12.18 01/14/20
FM (TST1867) FM 4470 3030926 08/07/07 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-01.A 01/14/20
FM (TST1867) FM 4474 3028438 08/22/07 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-02.A 03/05/20
FM (TST1867) FM 4474 3031350 09/27/07 NEMO (TST 6049) FM 4470 41-CCM-21-SSCRT-01.A 01/19/22
FM (TST1867) FM 4474 3030536 10/09/07 NEMO (TST 6049) FM 4474 4a-CRL-23-LSWUS-02.A 12/13/24
FM (TST1867) FM 4474 3028655 11/09/07 NEMO (TST 6049) FM 4474 4a-CRL-LSWUS-001.A.R1 12/13/24
FM (TST1867) FM 4474 3026951 01/21/08 NEMO (TST 11294) FM 4474 2-CRL-18-002.04.18 05/15/18
FM (TST1867) FM 4474 3031349 05/13/08 NEMO (TST 11294) FM 4474 2a-CRL-19-LWWUS-01.A 05/13/19
FM (TST1867) FM 4474 3031765 07/21/08 NEMO (TST 11294) FM 4474 2a-CRL-19-LWWUS-02.A 01/14/20
FM (TST1867) FM 4474 3029840 09/08/08 NEMO (TST 11294) FM 4474 2-CRL-18-002.10.18-2-R1 01/23/20
FM (TST1867) FM 4474 3033217 12/08/08 NEMO (TST 11294) FM 4474 2a-CRL-22-LSWUS-0L.A 07/18/22
FM (TST1867) FM 4474 3034985 12/15/08 NEMO (TST11294) FM 4474 2a-CRL-23-LSWUS-01.A 04/12/23
FM (TST1867) FM 4474 3034066 04/14/09 PRI CMT(TST5878) FM 4474 CST-016-02-01 05/04/11
FM (TST1867) FM 4474 3034776 08/07/09 PRI CMT(TST5878) FM 4474 CST-016-02-01 05/05/11
FM (TST1867) FM 4474 3037400 09/02/09 UL, LLC. (TST9628) UL1897 08CA15815 10/22/08
FM (TST1867) FM 4474 3033356 10/09/09 NEMO Data Release NE-FRM-0025-USG 02/17/21
FM (TST1867) FM 4474 3034297 11/13/09 NEMO Data Release NE-FRM-0025-SFS 11/29/21
FM (TST1867) Criticality 3037608 08/18/10 NEMO Data Release NE-FRM-0025-OMG 11/30/21
FM (TST1867) FM 4474 3036762 03/08/11 NEMO Data Release NE-FRM-0025-OMG 11/19/23
FM (TST1867) FM 4474 3041535 06/08/11 NEMO Traceability FBC PCL-USP 10/14/22
FM (TST1867) FM 4474 3039340 06/24/11 UL, LLC. (QUA9625) QA Service Confirmation 03/14/2025
FM (TST1867) FM 4474 3043858 08/25/11 UL, LLC. (QUA9625) QA Florida BCIS Current
©ONEMO ETC, LLC PEER-CRL-003.A.R40
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4. PRODUCT DESCRIPTION:

4.1

This PEER covers Sure-Weld TPO Roof Systems installed in accordance with Carlisle SynTec Systems published
installation instructions and the Limitations of Use herein.

4.1.1  For products listed as NEmo Certified, consult Directory of Certified Products for allowable production location(s).
TABLE 1: EVALUATED MEMBRANES
TyPE ProDuUCT MATERIAL STANDARD PLANT(S)
REFERENCE TyPE GRADE
Sure-Weld 45, 60-mil ASTM D6878 N/A N/A
Sure-Weld EXTRA 72, 80-mil ASTM D6878 N/A N/A
Sure-Weld HS 60, 80-mil ASTM D6878 N/A N/A
RooF Coveror | Sure-Weld FleeceBACK FR 60-mil ASTM D6878 N/A N/A Certified
CAP PLY Sure-Weld FleeceBACK 100, 115 or 135 45, 60, 80-mil ASTM D6878 N/A N/A -
Sure-Weld AFX 120, AFX 135 or AFX 155 45, 60, 80-mil ASTM D6878 N/A N/A
Sure-Weld SAT 60, 80-mil ASTM D6878 N/A N/A
Sure-Weld FleeceBACK RL 60, 80-mil ASTM D6878 N/A N/A
SureMB 90 Base ASTM D6163 | S X
BAsE PLY OR SureMB 90TG Base ASTM D6163 [ S X
VAPOR BARRIER | SureMB 120TG Base ASTM D6163 | S X
MEMBRANES SureMB 90 Poly Base ASTM D6164 | S X
SureMB 120 Poly Base ASTM D6164 | S TX

5. LIMITATIONS:

This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.1

5.2

5.3

5.4

5.5

5.6
5.6.1

This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance

with the requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

This PEER does not include evaluation of fire classification.

Refer to FBC or IBC 1505 for requirements and

limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

This PEER does not include evaluation of roof edge termination.

Refer to FBC 1504.5 or IBC 1504.6 for
requirements and limitations regarding edge securement for low-slope roofs.

Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations.

For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard

TAS 105.

PEER-CRL-003.A.R40

©ONEMO ETC, LLC
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5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.

5.8 Corrosion Resistance — Saltwater Environments:
Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.

6. INSTALLATION:

Carlisle Sure-Weld TPO Roof Systems shall be installed in accordance with Carlisle SynTec Systems published
installation instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

9. QUALITY ASSURANCE ENTITY:
UL LLC — QUA9625; (360) 817-5512; bsai.inspections@ul.com
Products listed in Rule 61G20-3.001, F.A.C., shall be manufactured under a quality assurance program audited by
an approved quality assurance entity. Refer to the Product Approval of the component manufacturer for
components listed in Appendix 1 that are produced by a Product Manufacturer other than the report holder on
Page 1 of this PEER
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 9
18 Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 10
1c Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 13
1o Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 14
1 Wood New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 16
1F Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 18
1c Wood New, Reroof (Tear-Off), Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 19
1H Wood New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 19
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 20
28 Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 22
2C Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 32
2D Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 33
2E Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 36
2F Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Roof Cover 52
26 Steel New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 53
2H Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (Stress Plate) 57
21 Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 63
2 Steel or structural concrete New, Reroof (Tear-Off), Recover D-3 Insulated, Mechanically Attached and Induction Welded Roof Cover 64
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 65
38 Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 86
3c Structural concrete New, Reroof (Tear-Off), Recover C-2 Induction-Welded Roof Cover 88
3D Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 90
3e Structural concrete New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 90
4A Deck with Lightweight concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 91
48 Deck with Lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 94
4c-1 Deck with Lightweight concrete New F LWC to Steel Deck, Non-Insulated, Bonded Bareback Roof Cover 95
4c-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Non-Insulated, Bonded Fleeceback Roof Cover 96
4p-1 Deck with Lightweight concrete New F LWC to Concrete Deck, Non-Insulated, Bonded Bareback Roof Cover 98
4p-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Non-Insulated, Bonded Fleeceback Roof Cover 99
4 Pre-Existent Lightweight concrete Reroof (Tear-Off) F Non-Insulated, Bonded Fleeceback Roof Cover 100
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 101
58 Cementitious wood fiber New, Reroof (Tear-Off), Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 104
5¢ Cementitious wood fiber New F Non-Insulated, Bonded Roof Cover 104
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 105
68 Existing gypsum Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 107
6C Existing gypsum Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 109
6D Existing gypsum Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 110
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 111
78 Various Recover A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 117
7c Steel Recover C-2 Induction-Welded Roof Cover 119
70 Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 120
7E Steel Recover D-2 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 121
7F Various Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 122
76 Various Recover F-1 Non-Insulated, Bonded Roof Cover 123
7H Various Recover F-2 New LWC over Existing Roof, Bonded Roof Cover 124
8A Proprietary Deck Type New A-la Bonded Temp Roof, Bonded Insulation, Bonded Roof Cover 125
9A/98 Guidance / Limitations for use of Hilti fasteners in Type B steel deck securement beneath Carlisle SynTec roof systems 126
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The following notes apply to the systems outlined herein:
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having

Jurisdiction.

» As-tested roof cover performance in accordance with FM 4474 and TAS 114, Appendix J indicates min. 22 ga., Type B, Grade 40 steel deck at max. 6 ft spans attached with 5/8-inch diameter puddle welds
spaced 6” o.c., with deck side laps secured max. 24” o.c. w/ %”-14x1” long self-tapping hex-head screws, may be used for roof assemblies over steel deck up to a maximum design pressure of -60.0 psf.
This does not preclude Note 1 above.

» Tables 9A and 9B provide guidance / limitations associated with use of fasteners from Hilti, Inc. to secure steel decking to structural members.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fastener shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEeck TYPE By FBC FiLE No. PARTS MINIMUM ENGAGEMENT
Woobp Carlisle SynTec N/A Carlisle HP Fastener with Carlisle Insulation Fastening Plate Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
STEEL Carlisle SynTec N/A Carlisle HP Fastener with Carlisle Insulation Fastening Plate Minimum %-inch steel penetration and engage the top flute of the steel deck
STRUCTURAL Carlisle SynTec N/A Carlisle‘HD 14-‘10 Fastener, Carlisle ‘CD-10 or HP Concrete Spike Minimum 1-inch empedmgnt. Fas‘tent‘er instal!ed with a pilot hole in accordance with the fastener
CONCRETE (1/4) with Carlisle Insulation Fastening Plate manufacturer’s published installation instructions
3 RESERVED

4 Minimum 200 psi, minimum 2-inch thick FBC or IBC Approved lightweight insulating concrete may be substituted for rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed
through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings. Roof decks
and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address non-
wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

RESERVED

6  Unless otherwise noted, insulation adhesive application rates are as follows.

v" Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
v" When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v" The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
v" Flexible FAST “ “FULL” or “SPLATTER” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are
required.
v" Flexible FAST DT “FULL” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are required.
INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE
Flexible FAST full-coverage Flexible FAST (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST splatter-applied Flexible FAST (SPLATTER) Splatter-applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)
Flexible FAST ribbon-applied Flexible FAST (RIBBON) Continuous ribbons, 12-inch o.c.
Flexible FAST Dual-Tank full-coverage Flexible FAST DT (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST Dual-Tank ribbon-applied Flexible FAST DT (RIBBON) Continuous ribbons, 12-inch o.c.
Carlisle OlyBond 500 BA ribbon-applied 0OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
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7 Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LisTeD PRODUCT FBCFILE THICKNESS (IN)
Flexible FAST Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5
OB500 Any polyisocyanurate listed with adhesive herein Various 0.5 -187.5

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing asphalt built-up roof (BUR) with flood coat & gravel (loose gravel removed)” in
Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does not remain
embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel that remains
embedded in the asphalt flood coat remains.

13 Referto FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and
for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC or IBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached
prior to roof cover installation (Note 17). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover

applications.
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14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.
14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
15 For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
MEMBRANE ADHESIVE APPLICATION RATE
Sure-Weld or Sure-Weld HS Aqua Base 120 Bonding Adhesive (Aqua Base 120) Contact (both sides) 0.42 gal/square per surface [0.84 gal/square (120 ft2/gal) finish]
Sure-Weld CAV-GRIP Ill Adhesive/Primer (CAV-GRIP Il AP) Contact (both sides) 0.225 gal/square per surface [0.45 gal/square (222 ft?/gal) finish]
Sure-Weld or Sure-Weld HS Low VOC Bonding Adhesive (LVOC BA) Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft2/gal) finish]
Sure-Weld or Sure-Weld HS Sure-Seal 90-8-30A Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [1.66 gal/square (60 ft2/gal) finish]
Sure-Weld or Sure-Weld HS Sure-Weld Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft2/gal) finish]
Sure-Weld FleeceBACK Aqua Base 120 Bonding Adhesive Wet lay (substrate) 0.83 gal/square (120 ft?/gal)
Sure-Weld FleeceBACK HydroBond Water-Based Adhesive (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft2/gal)
RIBBON spaced as noted herein or
Sure-Weld FleeceBACK Flexible FAST Wet lay (substrate) FULL Coverage = 1 gal/square or continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.5 gal/square (wet) = 4.7 Ib/square (dry)
RIBBON spaced as noted herein or
Sure-Weld FleeceBACK Flexible FAST Dual-Tank (Flexible FAST DT) Wet lay (substrate) FULL Coverage = 1 gal/square, continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.4 gal/square (wet) = 3.7 Ib/square (dry)
Sure-Weld AFX Carlisle SureMB MC Adhesive (C-MCA) Wet lay (substrate) 1.5 gal/square
Sure-Weld AFX Hot asphalt Wet lay (substrate) 25 lbs/square
Sure-Weld FleeceBACK RL VELCRO® Brand Securable Solutions Only for use ov.er InsulBase RL or SecurShield HD RL substrates. Roof cover is broomed into place and rolled with 150 Ib
roller to establish contact.
15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.
158  For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.
For assemblies using “TreadSafe” plates, the minimum insulation thickness shall be 2-inches.
15c  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Weld adhered in CAV-GRIP Il Adhesive/Primer over SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG “SECUROCK
Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
150  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Weld FleeceBACK adhered in Flexible FAST over InsulBase, SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG
“SECUROCK Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
15 For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.
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16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OPTION # PRIMER VAPOR BARRIER INSULATION ADHESIVE PER TABLE 3A OR 38 MDP
TYPE APPLICATION (NoTEs 6,7&8) (psr)*
702 Primer, 702 LV Primer, CAV-GRIP . . "
C-VB-1. Primer or CAV-GRIP IIl LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) -157.5
C-VB-2. None VapAir Seal TR Plus Self-adhering Flexible FAST (RIBBON) -157.5
702 Primer, 702 LV Primer, CAV-GRIP . . "

C-VB-3. Primer or CAV-GRIP Ill LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST DT (RIBBON) -172.5
C-VB-4. None VapAir Seal TR Plus Self-adhering Flexible FAST DT (RIBBON) -172.5
702 Primer, 702 LV Primer, CAV-GRIP ) . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
CVBS. | plimer or CAV-GRIP Ill LVOC-AP VapAir Seal 725TR Self-adhering FAST DT (RIBBON, 6-inch o.c.) -270.0

) . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-6. None VapAir Seal TR Plus Self-adhering FAST DT (RIBBON, 6-inch o.c.) -270.0
C-VB-7. None VapAir Seal TR Plus Self-adhering Flexible FAST DT (RIBBON, 6-inch o.c.) -322.5
) . . Flexible FAST (FULL COVERAGE, 1 gal/square) or Flexible
C-VB-8. CAV-GRIP Primer or CAV-GRIP Il LVOC-AP | VapAir Seal 725TR Self-adhering FAST (SPLATTER) -427.5
SureMB 90 Base, SureMB 90 Poly Base
C-VB-9. ASTM D41 or SureMB 120 Poly Base Hot-asphalt Hot asphalt at 25 Ibs/square -172.5
C-VB-10. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Hot asphalt at 25 Ibs/square -180.0
SureMB 90 Base, SureMB 90 Poly Base Carlisle SureMB MC Adhesive, 1-inch . .
C-VB-11. None or SureMB 120 Poly Base ribbons, 12-inch o.c. Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -180.0
C-VB-12 None SureMB 90 Base, SureMB 90 Poly Base Carlisle SureMB MC Adhesive, 1-inch Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible 255.0
i or SureMB 120 Poly Base ribbons, 6-inch o.c. FAST DT (RIBBON, 6-inch o.c. ) )
C-VB-13. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -307.5
. Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-14. ASTM D41 SureMB 90TG or 120TG Base Torch-applied FAST DT (RIBBON, 6-inch o.c.) -495.0
AV-GRIP Il Adhesive/Pri .
C-VB-15. (g:al/sjuare dhesive/Primer at 0.33 SureMB 70 SA Base Ply Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBRON) 1425
CAV-GRIP Il Adhesive/Primer at 0.33 . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-16. gal/square SureMB 70 SA Base Ply Self-adhering FAST DT (RIBBON, 6-inch o.c.) -255.0
168  Tectum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
TECTUM PLANK DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 5A MDP
PTION # PRIMER = i
Oerio TYPE APPLICATION (NoTes 6,7&8) PSE
CWEVB-1. CAV-GRIP Ill Adhesive/Primer at 0.33 SureMB 70 SA Base Ply or VapAir Seal Self-adhering Flexible FAST (FULL or SPLATTER) or Flexible FAST Dual-Tank 350.0
gal/square 725TR (FULL)
16c  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
EXISTING GYPSUM DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 6A MDP
(o] # P TABLE BA
PTION RIMER TYPE APPLICATION (NoTES 6,7&8) PSF)*
GYP-VB-1. | CAV-GRIP Il Adhesive/Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -187.5
GYP-VB-2. | 702 Primer, 702 LV Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -247.5
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Prevention Data Sheet 1-29 for design and installation limitations.

17 Insulation Attachment:

17A  Unless otherwise noted, insulation may be any one layer or combination of FBC or IBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when

installed with the roof cover.

17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer, with

no adverse effect on the MDP performance limitation.

17C  Preliminary Insulation Attachment:

NEmoO | etc.e

16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, VapAir Seal 725TR, VapAir Seal TR Plus or VapAir Seal MD may be installed atop the roof deck prior to installation of the insulation and roof cover. Refer to FM Loss

»  Unless otherwise noted, use Approved roofing fasteners and plates; minimum two (2) parts per 4x4 ft board, minimum four (4) parts per 4x8 ft board or minimum six (6) parts per 4x12 ft board.

»  For systems where a vapor barrier is installed refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29. For 4x12-ft boards, increase preliminary attachment requirements proportionally relative

to FM LPDS 1-29 requirements for 4x8-ft boards.
»  For systems where no vapor barrier is installed, Carlisle InsulFast may be used in place of Carlisle HP Fastener for preliminary attachment purposes over wood and steel deck.

17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS

-12-in.- 24-in. - 6-in.~—~-18-in. - 6-in. 6-in. =~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in.
i i | i T
12-in i 6-in 6-in.
1 ! [}
| 18-in. 12-in.
4 : 24-in 1
jin 12-in.
18-in. ' 1
i 6-in 6-in.
12-in 6-in. 1 '
! T 6-in -12-in.~ 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in.+ -~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in.——~18-in.— 6-in. 6-in.-—12-in.~- 6-in.
I T T 1} I} I T T I 1 T T [l [}
t 12-in. i i i
! 12-in 12-in. 12-in.
18-in ! 1 |
| 24iin 12-in 12l-|'n. 12:in.
18-in 1 12-in. ¥
| 12-in | 12,“1'
: 12-in 1 , 6-in. 6-in.
6-in | 6-in f T i
i i ~-18-in. - -6-in. -12-in.~—6-in.

1 per 1.8 ft2 (9 per board)

1 per 1.6 ft2 (10 per board)

1 per 1.3 ft2 (12 per board)

1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
12-in,~——~—24-in,— 6-in. - - -12-in.- 6-in+— 12-in4-—12-inf = bein.
| T i I 1l | . - ]
12-in. 12-in. | 12-in. 1250 12-in.
24-in. | : ‘ | i | [ t 5 | : i
. . L . 12;'" 24-in.
36-in. 36;in. 120in.
i ' : T : 24-in.
48-in. > { 24-in. 24-in.
36-in. N
36-in. 12-in. 24-in.
24-in. > I
D i 12-in. : f
24in. | ] 1 12-in. 2] — 12-in.
12-in. 12-in. [ ' 12-in. - 4
1 | \ 24-in.—! | — ~—24-in.—
1 per 8.0 ft2 (4 per board) 1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.6 ft2 (9 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board)
= 6-in. 6-in.~ -~ 18-in. 6-in.—+—12-in.|12-in.-- - =6-in. 6-in.f—==18-in.~{—~6-in. 6-in.f— 6-in. - -12-in.[-
w24n. | 12:in, { 60 5| Eime & I : : 5 SNy Erin. &
| | 18-in. 1 12-in.
18-in. 1B-|in. 18-in. | 18-inl 12:m, :m
244n. | 24-in. f . | t lziin, SR 12-in. 12-in.
18:n. ‘ 18:in. ] h 18-in 12:,1 12in.
, 24in | 18-in. ] ! {
28-in. | 24-n. 127in. | 12:in L o 4 120 12:in. i
‘ ) 18-in. : : 12-in. 12-in.
18-in. 24-in. 18-in. | , i 181N : '
24-in. 24-in. | 12-in. 12-in.
‘ | ) 12-in. o 1 | :
| . 18-in. 18, 18-in — E 18 12-in. 12-in.
12in. | 12in. o | ein | 18in. ] . f o D oo
f 6-in. T | 6-in| T P
= 24-in. =12-in.~ 24-in. - i - 24-in. : : i 24-in.— =12-in.-~6-in.
1 per 2.7 ft2 (12 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.9 ft2 (17 per board) 1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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INSULATION ATTACHMENT PATTERNS —4X12 FT BOARDS

12-in.
@ O] : T
24-in.
—24-in.— 48-in. w 48-in. 24-in—
1 per 8.0 ft2 6 per board)
18 The following products are interchangeable within the scope of this Evaluation Report:
ACCEPTABLE ALTERNATES
SuB-CATEGORY By LisTED PRODUCT HEREIN ALTERNATE FBCFILE
Sure-Weld Sure-Weld EXTRA and Sure-Weld HS
MEMBRANE Carlisle SynTec Sure-Weld FleeceBACK Includes 100, 115 and 135 FL14083
Sure-Weld AFX Includes AFX 120, AFX 135 and AFX 155
ADHESIVES Carlisle SynTec 0B500 OMG OlyBond 500 Adhesive Fastener FL1608
InsulBase InsulBase NH, H-Shield, H-Shield NH or ThermaThin 7 GRF
InsulBase (min. 1.5-inch) ThermaThin 7 GRF (min. 1.45-inch)
SecurShield SecurShield NH, H-Shield CG, H-Shield CG NH or ThermaThin 7 CGF
. SecurShield (min. 1.5-inch) ThermaThin 7 CGF (min. 1.45-inch)
Carlisle SynTec - - - - FL5968
ROOFING SecurShield HD SecurShield HD NH, H-Shield HD, H-Shield HD NH
INSULATION SecurShield HD Plus SecurShield HD Plus NH, H-Shield HD90, H-Shield HD90 NH
SecurShield HD Composite H-Shield HD Composite
StormBase H-Shield NB
Georgia-Pacific Gypsum, LLC DensDeck Prime DensDeck StormX Prime Roof Board FL1250
National Gypsum DEXcell FA Glass Mat Roof Board DEXcell FA VSH Glass Mat Roof Board FL17840

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Note 9 and Note 10)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor I:tt h P yer(s) e MDP
No. (Note 1) Barrier ac ac icati (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) Membrane Application
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 7/16-inch APA Min. 1.5-inch Flexible FAST or Flexible FAST or CAV-GRIP Il AP,
W-1. rate.d 0SB: 2 ft spans None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA or Sure- -45.0*
! P SecurShield (RIBBON) DT (RIBBON) Weld BA
Insulation: (Optional) Additional layer(s) base insulation
(Optional) Min Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA
Min. 7/16-inch APA 1.5-inch ’ Flexible FAST or Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST or CAV-GRIP IIl AP,
W-2 rate;i OSB: 2 ft spans None Ir;suIBase Flexible FAST DT Board, min. 0.4375-inch DEXcell Cement Roof Board, min. Flexible FAST Sure-Weld LVOC BA or Sure- -45.0*
’ p SecurShie;Id (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm DT (RIBBON) Weld BA
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
Min. 15/32-inch APR Min. 1.5-inch Flexible FAST or Flexible FAST or CAV-GRIP IIl AP,
W-3. | rated CDX plywood; None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA or Sure- -67.5
2 ft spans SecurShield (RIBBON) DT (RIBBON) Weld BA
Insulation: (Optional) Additional layer(s) base insulation
Min. 15/32-inch APR (10;_ ti'r:’;a” Min- | Flexible FAST or 72""“[’0"";‘:; Ml';" cf)'és"” dCh D_E"SD:;;SP.”TS’E ;EﬁIUCROCK . | Flexible FAST or CAV-GRIP Il AP,
W-4. | rated CDX plywood; None ) Flexible FAST DT YPSUMIREIOEr HOOT Bgard, min. 1).43/5-Inc el LeMENt | p)oxible FAST Sure-Weld | LVOC BA or Sure- -67.5
2 ft spans InsulBase, (RIBBON) Roof Board, min. 0.5-inch SecurShield HD, SecurShield HD DT (RIBBON) Weld BA
P SecurShield Plus or EcoStorm VSH, min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 15/32-inch APR (1055)_ti:qocr;1al) Min. Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST CAV-GRIP IIl AP,
W-5. | rated CDX plywood; None ’ Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof Sure-Weld LVOC BA or Sure- -67.5
2 ft spans InsulBase, (RIBBON) Board (RIBBON) Weld BA
P SecurShield oar
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Flexible FAST or
. . Min. 1.5-inch Flexible FAST or Flexible FAST or .
W-6. Min. 7/16-inch APA None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST sure-Weld Flexible FAST DT -45.0*
rated OSB; 2 ft spans securShield (RIBBON) DT (RIBBON) FleeceBACK | (FULL) or
HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
. . Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA .
Opt 1) Min. . - ! . Flexible FAST
Min. 7/16-inch APA (1 Sp—ilr:)c:ma ) Min Flexible FAST or Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST or Sure-Weld FIZi:bIE FAST gtl'
W-7 rate;j 09B; 2 ft spans None In'sulBase Flexible FAST DT Board, min. 0.4375-inch DEXcell Cement Roof Board, min. Flexible FAST FleeceBACK | (FULL) or -45.0*
’ - (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm DT (RIBBON)
SecurShield X : - . . HydroBond WB
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor I:tt h P yer(s) e MDP
No. Note 1 Barrier ac ac icati sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application
Min. 15/32-inch APR Min. 1.5-inch Flexible FAST or Flexible FASTor | ¢ E:::E:z Eﬁg ng
W-8. | rated CDX plywood; None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST FleeceBACK | (FULL) or -67.5
2 ft spans SecurShield (RIBBON) DT (RIBBON)

HydroBond WB

Insulation: (Optional) Additional layer(s) base insulation

Min. 15/32-inch APR (Opt.lonal) Min. Flexible FAST or Coverboar.d: Min. 0.25-inch pensDeck Prlme or SECUROCK Flexible FAST or Flex!ble FAST or
1.5-inch ) Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Cement ) Sure-Weld Flexible FAST DT
W-9. | rated CDX plywood; None Flexible FAST DT . . . . Flexible FAST -67.5
2 ft spans InsulBase, (RIBBON) Roof Board, min. 0.5-inch SecurShield HD, SecurShield HD DT (RIBBON) FleeceBACK | (FULL)or
SecurShield Plus or EcoStorm VSH, min. 1.5-inch SecurShield HD HydroBond WB
Composite or min. 1.5-inch StormBase
Min. 15/32-inch APR (Optional MIn | Flexible FAST or | Insulation; (Optional) Additional layer(s) base insulation FodbieAST | sureweld | Hoti aer o
W-10. | rated CDX plywood; None : Flexible FAST DT | Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof -67.5
2 ft spans InsulBase, (RIBBON) 7B g (RIBBON) FleeceBACK | (FULL) or
P SecurShield oar HydroBond WB

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck p e e Roof Cover MDP
No. (Note 1) T GRS ttac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast Flexible FAST or
W-11. plywood or wood H-Shield, SecurShield with Insulation 217p:tr2 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT f\l;roeévgilgr/siﬁz:\fvillz IélAAP’ -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON)
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast Coverboard: Min. 0.25-inch DensDeck Prime, DFXceII FA Flexible FAST or
. . . ) 1 per Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof . Sure-Weld / CAV-GRIP Ill AP,
W-12. plywood or wood H-Shield, SecurShield with Insulation R . ) ) Flexible FAST DT -37.5
. . 2.7 ft Board, min. 0.4375-inch DEXcell Cement Roof Board, min. LVOC BA or Sure-Weld BA
plank; 2-ft spans or H-Shield CG Fastening Plate X X X (RIBBON)
0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast Flexible FAST or
W-13. | plywood or wood H-Shield, SecurShield with Insulation 21(’;:2 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT f\l;[)e(-jvl\sl,ilgr/scu/:;/-\?vzllz I‘ISL\AP’ -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON)
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOEOVER
Base Insulation Layer

TABLE 18B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

Top Insulation Layer(s)

NEmoO | etc.e

System Deck e - v Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)

Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK | Flexible FAST or
. R R . 1 per - . X . Sure-Weld / CAV-GRIP IIl AP,

W-14 plywood or wood H-Shield, SecurShield with Insulation 202 Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Flexible FAST DT LVOC BA or Sure-Weld BA -60.0

plank; 2-ft spans or H-Shield CG Fastening Plate ' Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch
SecurShield HD Composite or min. 1.5-inch StormBase
Insulation: (Optional) Additional layer(s), min. 1.5-inch

Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast L (. - ) “ ver(s), mi .

W-15 lvwood or wood H-Shield. SecurShield with Insulation 1 per base insulation Flexible FAST Sure-Weld / CAV-GRIP IIl AP, -60.0
Ply - ) 2.0 ft? Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON) LVOC BA or Sure-Weld BA '
plank; 2-ft spans or H-Shield CG Fastening Plate —_—

Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast Flexible FAST or Sure-Weld FleeceBACK /
. . . R 1 per - . . . . . R .

W-16. plywood or wood H-Shield, SecurShield with Insulation 272 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -37.5

plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON) DT (RIBBON, 12-inch o.c.)
Insulation: ional) Additional | in. 1.5-inch
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per t:::eimaizatlona ) Additional fayer(s), min. 1.5-inc Flexible FAST or Sure-Weld FleeceBACK /

W-17 plywood or wood H-Shield, SecurShield with Insulation ) 7pft2 c board: Min. 0.25-inch DensDeck Pri in.15 Flexible FAST DT Flexible FAST or Flexible FAST -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate : Foverboard: Min. 9.2>-Inch Densbeck Frime or min. 1.>= | g1ggop) DT (RIBBON, 12-inch o.c.)

inch SecurShield HD Composite
Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per 7base inlsulaiio’; ! ) " yer(s), mi : Flexible FAST or Sure-Weld FleeceBACK /

W-18 plywood or wood H-Shield, SecurShield with Insulation 2 (?ftz c board: Min. 0.5-inch S Shield HD or S Shield Flexible FAST DT Flexible FAST or Flexible FAST -60.0

plank; 2-ft spans or H-Shield CG Fastening Plate ' 7H%V§|ru:ar - Miin. ©.o-inch Securshie or securohie (RIBBON) DT (RIBBON, 6-inch o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per Flexible FAST or Sure-Weld FleeceBACK /
W-19. plywood or wood H-Shield, SecurShield with Insulation ) 7pft2 Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT Flexible FAST or Flexible FAST -37.5
plank; 2-ft spans or H-Shield CG Fastening Plate ’ (RIBBON) DT (FULL) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation

Min. 19/32-inch CDX | Min. 2-inch InsulBase, | Carlisle Insulfast |, 72‘:"”&0"‘:‘;: 'V]'('g' O'is"”;:&e;ggicg Prime, EEXC‘?{” F’];\ Flexible FAST or | Sure-Weld FleeceBACK /

W-20 plywood or wood H-Shield, SecurShield with Insulation ) 7pft2 Boaasrsd r:'n ?)0437()?” c;erEX oll Ceme\:wptslst:;f Eliozrrdo;' Flexible FAST DT Flexible FAST or Flexible FAST -37.5
. ) . in. 0. -inc (¢ in.
lank; 2-ft H-Shield CG Fast Plat ! ) _ ! RIBBON DT (FULL HydroBond WB

pian spans or Q astening Flate 0.5-inch SecurShield HD, SecurShield HD Plus or EcoStorm ( ) ( ) or HydroBon
VSH, min. 1.5-inch SecurShield HD Composite or min. 1.5-
inch StormBase
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOEOVER
Base Insulation Layer

TABLE 18B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

Top Insulation Layer(s)

NEmoO | etc.e

System Deck e - v Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)

Min. 19/32-inch CDX Min. 2-inch InsulBase, Carlisle InsulFast 1 per Flexible FAST or Sure-Weld FleeceBACK /
W-21 plywood or wood H-Shield, SecurShield with Insulation ) (;)ftz Additional layer(s), min. 1.5-inch base insulation Flexible FAST DT Flexible FAST or Flexible FAST -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' (RIBBON) DT (FULL) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flexible FAST or Sure-Weld FleeceBACK /
W-22 plywood or wood H-Shield, SecurShield with Insulation 5 (;)ftz Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell Flexible FAST DT | Flexible FAST or Flexible FAST | -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON) DT (FULL) or HydroBond WB
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch
SecurShield HD Composite or min. 1.5-inch StormBase
. X X . . Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per rse insulation Flexible FAST Sure-Weld FleeceBACK /
W-23 plywood or wood H-Shield, SecurShield with Insulation ) (;)ftz C board: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON) Flexible FAST or Flexible FAST -60.0
plank; 2-ft spans or H-Shield CG Fastening Plate ' B(onalfdﬂl .\ 5 ass Viat Roo DT (FULL) or HydroBond WB
SURE-WELD FLEECEBACK RL APPLICATIONS:
Insulation: (Optional) Additional | , min. 1.5-inch .
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per %aiioﬂ fonal) ftional fayer(s), min inc Flexible FAST or
W-24 plywood or wood H-Shield, SecurShield with Insulation P 2 . . . . Flexible FAST DT Sure-Weld FleeceBACK RL -37.5
) . 2.7 ft Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5-
plank; 2-ft spans or H-Shield CG Fastening Plate . O, (RIBBON)
inch InsulBase RL
Insulation: (Optional) Additional layer(s), min. 1.5-inch X
Min. 19/32-inch CDX | Min. 2-inch InsulBase, Carlisle InsulFast 1 per 7base inlsulaiiopr: ! ) " yer(s), mi : Flexible FAST or
W-25 plywood or wood H-Shield, SecurShield with Insulation P ) . . . . Flexible FAST DT Sure-Weld FleeceBACK RL -60.0
. . 2.0 ft Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5-
plank; 2-ft spans or H-Shield CG Fastening Plate 7inch InsulBase RL (RIBBON)
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o s e MDP
No. (Note 1) astenen ttac ac o
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) LB DI
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), min. SureMB 90TG Sure-Weld FleeceBACK
W-26 CDX plywood or InsulBase, H-Shield, InsulFast with 1 per 1.5-inch base insulation Flexible FAST or Flexible or 120TG / / Flexible FAST or 375
: wood plank; 2-ft | SecurShield or H- Insulation 2.7 ft? Coverboard: Min. 0.5-inch DensDeck Prime or FAST DT (RIBBON) torch-applied Flexible FAST DT !
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 12-inch o.c.)
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), min. SureMB 907G Sure-Weld FleeceBACK
W-27 CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per 1.5-inch base insulation Flexible FAST or Flexible or 1207G / / Flexible FAST or -60.0
wood plank; 2-ft | SecurShield or H- Insulation 2.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime or FAST DT (RIBBON) torch-applied Flexible FAST DT ’
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 6-inch o.c.)
SURE-WELD AFX MEMBRANE APPLICATIONS:
in. -i i Insulation: (Optional) Additional | , min. )
Min. 19/32-inch Min. 2-inch . Carlisle . nsu.a ion: ( p |ona? itional layer(s), min hot asphalt, Flexible FAST | SureMB 90TG
W-28 CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per 1.5-inch base insulation (RIBBON) or Flexible FAST | or 120TG / Sure-Weld AFX /C- 375
wood plank; 2-ft | SecurShield or H- Insulation 2.7 ft? Coverboard: Min. 0.25-inch DensDeck Prime or . MCA or hot asphalt ’
) ) P—— A DT (RIBBON) torch-applied
spans Shield CG Fastening Plate SECUROCK Gypsum-Fiber Roof Board
in. -i i Insulation: (Optional) Additional | , min. )
Min. 19/32-inch Min. 2-inch . Carlisle . nsu.a fon: ( p |0na? ftional layer(s), min hot asphalt, Flexible FAST | SureMB 90TG
W-29 CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per 1.5-inch base insulation (RIBBON) or Flexible FAST | or 120TG / Sure-Weld AFX/ C- -60.0
: wood plank; 2-ft | SecurShield or H- Insulation 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck Prime or MCA or hot asphalt '

spans

Shield CG

Fastening Plate

SECUROCK Gypsum-Fiber Roof Board

DT (RIBBON)

torch-applied
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) sf
(Note 17)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
W-30 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, g:;tifalsr;sl:sztﬁ\g:h 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 300
"| orwood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH . 2.0 ft? Sure-Weld BA '
Fastening Plate
Min. 2-inch InsulBase, H-Shield,
W-31 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA or 375
or wood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.7 ft? Sure-Weld BA '
Composite
W-32 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP 1l AP, LVOC BA or 375
"| orwood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Insulation Fastening Plate 2.0 ft? Sure-Weld BA '
Min. 0.5-inch DensDeck Prime or
W-33 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or -45.0*
or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 4.0 ft? Sure-Weld BA '
Prime
Min. 0.5-inch DensDeck Prime or
W-34 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP 1l AP, LVOC BA or 5.0
or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 2.7 ft? Sure-Weld BA '
Prime
W-35 Min. 23/32-inch plywood; 2-ft (Optlonal).Onfa or more Iayers, Mln 0.5-inch SECUROCK Gypsum- Note 2 1 per2 Sure-Weld / CAV-GRIP Il AP or LVOC BA -45.0*
spans any combination, loose laid Fiber Roof Board 3.2 ft
W-36 Min. 19/32-inch plywood or (Optional) One or more layers, Min. 1.5-inch ACFoam I, InsulBase, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP llI -45.0%
wood plank; 2-ft spans any combination, loose laid SecurShield or ENRGY 3 2.0ft> | AP orSure-Weld BA '
W-37 Min. 19/32” (nominal 5/8”) (Optional) One or more layers, Min. 0.4375-inch DEXcell Cement Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP or Sure-Weld 525
CDX plywood; 2-ft spans any combination, loose laid Roof Board Insulation Fastening Plate 1.8 ft? BA '
Min. 2-inch InsulBase, H-Shield,
W-38 Min. 19/32-inch CDX plywood (Optional) One or more layers, | SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or -60.0
or wood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.0 ft? Sure-Weld BA '
Composite
W-39 Min. 19/32-inch CDX plywood (Optional) One or more layers, | Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP 1l AP, LVOC BA or 60.0
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 2.0 ft? Sure-Weld BA '
W-40 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 675
"| orwood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 1.8 ft? Sure-Weld BA '
W-a1 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA or 75.0
"| orwood plank; 2-ft spans any combination, loose laid Fiber Roof Board Insulation Fastening Plate 2.0 ft? Sure-Weld BA '
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) sf
(Note 17)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
W-42 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, g:;tifalsrﬁ:lsztﬁ\g:h 1 per Sure-Weld FleeceBACK / Flexible FAST or 300
"| orwood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
Min. 2-inch InsulBase, H-Shield,
W-43 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 375
"| or wood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.7 ft? Flexible FAST DT (FULL) or HydroBond WB '
Composite
W-a4 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 375
" | or wood plank; 2-ft spans any combination, loose laid SecurShield HD Plus or EcoStorm VSH Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
Min. 0.5-inch DensDeck Prime or
W-45 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or -45.0*
"| or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 4.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
Prime
Min. 0.5-inch DensDeck Prime or
W-26 Min. 19/32-inch CDX plywood (Optional) One or more layers, SECUROCK Gypsum-Fiber Roof Board Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 5.0
"| or wood plank; 2-ft spans any combination, loose laid or min. 0.375-inch DensDeck ProFast Insulation Fastening Plate 2.7 ft? Flexible FAST DT (FULL) or HydroBond WB '
Prime
. . (Optional) One or more layers, Min 0.5-inch SECUROCK Gypsum- 1 per Sure-Weld FleeceBACK / Flexible FAST or
-47. | Min. 23/32-inch pl A A R N 2 . -45.0*
W-47 in. 23/32-inch plywood any combination, loose laid Fiber Roof Board ote 3.2 ft2 Flexible FAST DT (FULL) or HydroBond WB >0
W-48 Min. 19/32” (nominal 5/8”) (Optional) One or more layers, Min. 0.4375-inch DEXcell Cement Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 525
"| CDX plywood; 2-ft spans any combination, loose laid Roof Board Insulation Fastening Plate 1.8 ft? Flexible FAST DT (FULL) '
Min. 2-inch InsulBase, H-Shield,
W-49 Min. 19/32-inch CDX plywood (Optional) One or more layers, SecurShield, H-Shield CG, SecurShield Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or -60.0
"| orwood plank; 2-ft spans any combination, loose laid HD Composite or H-Shield HD Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
Composite
W-50 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 60.0
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB '
W-51 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or min. | Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 675
or wood plank; 2-ft spans any combination, loose laid 0.375-inch DensDeck ProFast Prime Insulation Fastening Plate 1.8 ft? Flexible FAST DT (FULL) or HydroBond WB '
W-52 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per Sure-Weld FleeceBACK / Flexible FAST or 75.0
or wood plank; 2-ft spans any combination, loose laid Fiber Roof Board Insulation Fastening Plate 2.0 ft? Flexible FAST DT (FULL) or HydroBond WB '

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-003.A.R40 for FL14083-R39 (NON-HVHZ)
Revision 40: 09/25/2026
Appendix 1, Page 15 of 126



TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
RHINOBOND SYSTEMS:
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-53. | plywood or corF:'\bination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or (2x 3 ft grid pattern) induction welded with RhinoBond tool -22.5%
wood plank ! RhinoBond Treadsafe Plate-TPO X grid pattern per manufacturer’s instructions.
1 per 2.7 ft?
(12 parts per 4x8 ft board)
£ < £ £
R 8 T 5 s
0SB, APA rated
sheathing, . . . Sure-Weld or Sure-Weld EXTRA
W-54. | 24/16, Exposure gs:g::goonn?oz;:&rs favers, any Erartls_lTeplz)P_x Fastener and RhinoBond | induction welded with RhinoBond tool -30.0%*
1,PS2,7/16 ! £ per manufacturer’s instructions.
category ial
£
|
£
I
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-55. | plywood or coswbination loose laid Yers, any #15-PH3 and RhinoBond Plate-TPO or %2 ft d " induction welded with RhinoBond tool -30.0
wood plank ! RhinoBond Treadsafe Plate-TPO (2x grid pattern) per manufacturer’s instructions.
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1per 4.0 ft2 Sure-Weld or Sure-Weld EXTRA
W-56. | plywood or cosﬁbination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or 2% 2 ft d " induction welded with RhinoBond tool -37.5*
wood plank ! RhinoBond Treadsafe Plate-TPO (2x grid pattern) per manufacturer’s instructions.
24-inch o.c. along wood supports, 24-inch o.c.
£ c £ c £
8T 3 ] 3 |4
Code compliant
sheathing over (Optional) One or more layers, an Carlisle HP-X Fastener and RhinoBond Sure-Weld or Sure-Weld EXTRA
W-57. | nominal No. 2 cozwbination loose laid e Plate-TPO through to engage wood induction welded with RhinoBond tool -37.5%
wood trusses; 2 ft ! supports; min. 2-inch embedment. per manufacturer’s instructions.
span
£
S
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NEmoO | etc.e
TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

System Deck Insulation Layer Attachment Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
1 per 2.13 ft?
(15 parts per 4x8 ft board)
£, £ £ £ 8
0SB, APA rated ~ ) £ @ £ &
sheathing, . . . Sure-Weld or Sure-Weld EXTRA
W-s8. | 24/16, Exposure (Optlc.mal? One or mo.re layers, any Carlisle HP-X Fastener and RhinoBond induction welded with RhinoBond tool -45.0*
combination, loose laid Plate-TPO , .
1,PS2,7/16 per manufacturer’s instructions.
category
Min. 19/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-59. | plywood or cor’:\bination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or 2% 3 ft erid patt induction welded with RhinoBond tool -45.0*
wood plank ! RhinoBond Treadsafe Plate-TPO (2x grid pattern) per manufacturer’s instructions.
Min. 15/32-inch . Carlisle HP-X Fastener or Dekfast DF- > Sure-Weld or Sure-Weld EXTRA
(Optional) One or more layers, an 1per2.7ft
W-60. | plywood or corF:\bination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or (12 part 4 8 ft board) induction welded with RhinoBond tool -45.0
wood plank ! RhinoBond Treadsafe Plate-TPO parts per ax oar per manufacturer’s instructions.
Min. 15/32-inch (Optional) One or more layers, an Carlisle HP-X Fastener or Dekfast DF- Sure-Weld or Sure-Weld EXTRA
W-61. | plywood or cor’:'\bination loose laid vers, any #15-PH3 and RhinoBond Plate-TPO or 6-inch o.c. in rows 60-inch o.c. induction welded with RhinoBond tool -60.0
wood plank ! RhinoBond Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 19/32-inch . Carlisle HP-X Fastener or Dekfast DF- > Sure-Weld or Sure-Weld EXTRA
(Optional) One or more layers, an 1 per2.7 ft
W-62. | plywood or coquination loose laid yers, any #15-PH3 and RhinoBond Plate-TPO or (12 part 4 8 ft board) induction welded with RhinoBond tool -67.5
wood plank ! RhinoBond Treadsafe Plate-TPO parts per ax oar per manufacturer’s instructions.
ISOWELD INDUCTION WELDING SYSTEM:
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA
W-63. | plywood or corF:'\bination loose laid yers, any isoweld TPO Plate or SFS isoweld F1- 2 %3 ft erid patt induction welded with SFS isoweld® -22.5%*
wood plank ! P-6.8-TPO Plate (2x grid pattern) 3000 stand-up tool.
Min. 15/32-inch . Dekfast DF-#15-PH3 with Carlisle Sure-Weld or Sure-Weld EXTRA
(Optional) One or more layers, an 1 per 4.0 ft?
W-64. | plywood or cozwbination loose laid Vers,any isoweld TPO Plate or SFS isoweld F1- %2 ft d " induction welded with SFS isoweld® -30.0
wood plank ! P-6.8-TPO Plate (2x grid pattern) 3000 stand-up tool.
Min. 15/32-inch . Dekfast DF-#15-PH3 with Carlisle > Sure-Weld or Sure-Weld EXTRA
(Optional) One or more layers, an 1 per4.0ft
W-65. | plywood or cozwbination loose laid yers, any isoweld TPO Plate or SFS isoweld F1- 2% 2 ft d " induction welded with SFS isoweld® -37.5%
wood plank ! P-6.8-TPO Plate (2x grid pattern) 3000 stand-up tool.
Min. 19/32-inch . Dekfast DF-#15-PH3 with Carlisle Sure-Weld or Sure-Weld EXTRA
(Optional) One or more layers, an 1 per 6 ft2
W-66. | plywood or Cor‘;binaﬂon Y Vg any isoweld TPO Plate or SFS isoweld F1- )3t orid omtt induction welded with SFS isoweld® -45.0%
wood plank ! P-6.8-TPO Plate (2x grid pattern) 3000 stand-up tool.
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density it A (psf)
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 2.7 ft2 Sure-Weld or Sure-Weld EXTRA
W-67. | plywood or corF:'\bination loose laid yers, any isoweld TPO Plate or SFS isoweld F1- 12 part P 4 8 ft board induction welded with SFS isoweld® -45.0
wood plank ! P-6.8-TPO Plate (12 parts per 4x oard) 3000 stand-up tool.
Min. 15/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle Sure-Weld or Sure-Weld EXTRA
W-68. | plywood or corF;bination loose laid vers, any isoweld TPO Plate or SFS isoweld F1- 6-inch o.c. in rows 60-inch o.c. induction welded with SFS isoweld® -60.0
wood plank ! P-6.8-TPO Plate 3000 stand-up tool.
Min. 19/32-inch (Optional) One or more layers, an Dekfast DF-#15-PH3 with Carlisle 1 per 2.7 fi2 Sure-Weld or Sure-Weld EXTRA
W-69. | plywood or cor’:'\bination loose laid Yers, any isoweld TPO Plate or SFS isoweld F1- 2 Y 4 8 ft board induction welded with SFS isoweld® -67.5
wood plank ! P-6.8-TPO Plate (12 parts per 4x oard) 3000 stand-up tool.

TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

G Insulation Layer (Note 13, Note 17) Roof Cover (Note 15) .
ystem
Deck (Note 1) Fastener Lap Seam
No. T Attach M F (Note 11) Lap Width sf
ype ttac embrane astener (Note spacing ap Widt spacing — (psf)
. . Sure-Weld, min. 60- \ . . .
W-70. z/ll'l\r/]\/.ot)gczlﬂi:r?lf'hchtDl( ZI:\SNOOd ;):ec(:)rmn;?r::tli?l/qers, Prelim. Attach mil or Sure-Weld (Fflaartl:esle HP-X Fastener and Piranha 12-inch o.c. 5.5-inch 114(.)5(-:|nch :(l)jt-:;: -22.5
plani; 2Tt sp v FleeceBACK FR =
W-71. Min. 19/32-inch CDX plywood | One or m<?re I-ayers, prelim. Attach Sure-Weld Carlisle HP-X Fastener and Piranha 6-inch o.c. 5 5-inch 138.5-inch 1.5-|r1ch 375
or wood plank; 2 ft spans any combination FleeceBACK Plate o.c. outside
. . Sure-Weld, min. 60- . . . .
W-72. c'\J/:I:v-ologci/?’i;:I(c'hz(i’?Z ZIZZVOOd ;):ecc;rmn;ci);gtlii\:]ers, Prelim. Attach mil or Sure-Weld gfartlsle HP-X Fastener and Piranha 6-inch o.c. 5.5-inch 114(.)5:nch ist_::: -45.0
plank; £ 1L sp ¥ FleeceBACK FR < u
W-73. Min. 19/32-inch CDX plywood One or mgre I'ayers, prelim. attach SL{re—WeId, min. 60- | Carlisle HP-Xtra Fastener and Piranha 12-inch o.c. 5 5-inch 90.5-inch 1.5—|r1ch -45.0
or wood plank; 2-ft spans any combination mil XTRA Plate o.c. outside
Min. 19/32-inch CDX plywood | One or more layers, . Sure-Weld Carlisle HP-Xtra Fastener and Piranha . . 54.5-inch 1.5-inch
-74. o Prelim. h -inch o.c. .5-inch ) -45,
W-74 or wood plank; 2 ft spans any combination Q- At FleeceBACK FR XTRA Plate b-inch o.c >-5-nc o.c. outside >0
Carlisle HP-X Fastener and Piranha
Min. 19/32-inch pl | .5-inch 1.5-inch
w-7s, | Min- 19/32-inch plywoodor | One or more layers, | o uo ovoch | sure-weld Plate or #15 Roofgrip with 2-3/8" Ginchoc. | 5.5inch | 20N >inch 1 555
wood plank; 2-ft spans any combination o.c. outside
Eyehook Seam Plate (AccuSeam)
. - Carlisle HP-X Fastener and Piranha . .
w-76, | Min- 19/32-inch plywoodor | One ormore layers, . | p ) atrach | sure-eld Plate or #15 Roofgrip with 2-3/8” 6-ncho.c. | 55dnch | 08->dnch | 1.5dnch 1 g7 o
wood plank; 2-ft spans any combination o.c. outside
Eyehook Seam Plate (AccuSeam)
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NEmMO | etc.e
TABLE 16: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

G Thermal Barrier Roof Cover (Note 15) o
ystem
Deck (Note 1) Attach Fastener Seam
No. i i (psf)
Type Note 17 Membrane Fastener (Note 11) Comeliny Lap Width Lap Spacing Weld
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Su.re-WeId, min. 60- Carlisle HP-X Fastener and Piranha . . 114.5-inch 1.5-inch
W-77. or wood plank: 2 ft spans approved thermal Attach mil or Sure-Weld Plate 12-inch o.c. 5.5-inch oc outside -22.5
plan; P barrier FleeceBACK FR -
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Sure-Weld Carlisle HP-X Fastener and Piranha \ . 138.5-inch 1.5-inch
W-78. approved thermal 6-inch o.c. 5.5-inch . -37.5
or wood plank; 2 ft spans barrier Attach FleeceBACK Plate o.c. outside
Min. 19/32-inch CDX plywood (Optional) Any Prelim. Su.re-WeId, min. 60- Carlisle HP-X Fastener and Piranha . . 114.5-inch 1.5-inch
W-79. or wood plank: 2 ft spans approved thermal Attach mil or Sure-Weld Plate 6-inch o.c. 5.5-inch oc outside -45.0
plank; P barrier FleeceBACK FR -
. . (Optional) Any . . . . .
W-80. Min. 19/32-inch CDX plywood approved thermal Prelim. SL{re Weld, min. 60 Carlisle HP-Xtra Fastener and Piranha 12-inch o.c. 5 5-inch 90.5-inch o.c. 1.5 IhCh -45.0
or wood plank; 2-ft spans barrier Attach mil XTRA Plate outside
Min. 19/32-inch CDX plywood (Optional) Any Prelim Sure-Weld Carlisle HP-Xtra Fastener and Piranha 1.5-inch
W-81. or wood plank; 2 ft spans EZ:)r:Z\r/Ed thermal Attach FleeceBACK FR XTRA Plate G-inch o.c. 5.5-inch >4.5-inch o.c. outside -45.0
Carlisle HP-X Fastener and Piranha
Code compliant sheathing (Optional) Any prelim Sure-Weld or Sure- Plate or #15 Roofgrip with 2-3/8” 48-inch o.c. 1.5-inch
W-82. | over nominal No. 2 wood approved thermal : Weld FleeceBACK Eyehook Seam Plate (AccuSeam) 6-inch o.c. 5.5-inch (over structural - -75.0
) Attach . . outside
trusses; 2 ft span barrier FR installed through wood sheathing to members)
engage structural members

TABLE 1H: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

Deck Roof Cover
System ¢ Air Barrier Insulation Underlayment MDP
No. (Note 1) Type Attach (psf)
. o . ional i ifi 124 ide stri | , ai i [
Min. 15/32- All joints and penetrations sealed fOptlor?a ) Any fire classified roof inch W|dg strips of po yprop\./le.ne air VacuSeal Vent. mstallgd in
. . . . insulation and/or coverboard permeable filter fabric, loose laid in a Sure-Weld or accordance with Carlisle
W-83. inch, Type B-C with VapAir Seal 725TR in accordance . R R . X X . -97.5
. . ; combination, any thickness, loose- crossing pattern, connecting the VacuSeal | Sure-Weld HS instructions, spaced maximum
plywood with Carlisle requirements. . L
laid with staggered joints Vents 50 ft o.c.
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck VR R e e MDP
No. Note 1 ac ac jcati sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible Flexible FAST or
SC-1 type B, Grade | Seal MD, self- SectirS.hieId ’ | FAST DT (RIBBON, 6-inch (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld LVOC BA -52.5
33 steel adhering o.c. @ every deck flange) DT (RIBBON)
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible Flexible FAST or
SC-2 type B, Grade | Seal MD, self- SecullrS.hieId " | FAST DT (RIBBON, 6-inch (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld Sure-Weld BA -75.0
33 steel adhering o.c. @ every deck flange) DT (RIBBON)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., (Optional) VapAir . . Flexible FAST or Flexible Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or
sc-3 type B, Grade | Seal MD, self- ?e':drls':i;‘;h InsulBase, | ¢AST DT (RIBBON, 6-inch | SECUROCK Gypsum-Fiber Roof Board or min. 0.5- | Flexible FAST | Sure-Weld ;Z?:\;ZZ; A | 825
33 steel adhering o.c. @ every deck flange) inch SecurShield HD, SecurShield HD Plus or DT (RIBBON)
EcoStorm VSH or min. 1.5-inch SecurShield,
SecurShield HD Composite
. . (Optional) Additional layer(s) base insulation,
Min.22ga., | (Optional) VapAir gﬂe'g‘t;rls':i;?;:r:’;j‘;'fase' Flexible FAST or Flexible | min. 0.25-inch DensDeck Prime or SECUROCK Flexible FAST or CAV-GRIP I
SC-4 type B, Grade | Seal MD, self- securshield HD FAST DT (RIBBON, 6-inch Gypsum-Fiber Roof Board or min. 0.5-inch Flexible FAST Sure-Weld AP -82.5
33 steel adhering . o.c. @ every deck flange) | SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON)
Composite
VSH
) ) ) . : ) ) - . CAV-GRIP II|
Min. 22 ga., (Optional) VapAir (Optional) Min. 1.5-inch Flexible FAST or Flexible Insulation: (Optional) Additional layer(s) base Flexible FAST or AP. LVOC BA
SC-5 type B, Grade | Seal MD, self- InsF:JIBase Secu.rS.hieId FAST DT (RIBBON, 6-inch insulation Flexible FAST Sure-Weld or ’Sure—WeId -82.5
33 steel adhering ! o.c. @ every deck flange) | Coverboard: Min. 1.5-inch StormBase DT (RIBBON) BA
Min. 22 ga., Min. 1.5-inch InsulBase Flexible FAST or Flexible CAV-GRIP I
SC-6 type B, Grade | None SeCL;rS.hieId | FAST DT (RIBBON, 6-inch None N/A Sure-Weld AP or Sure- -105.0
33 steel o.c. @ every deck flange) Weld BA
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . (Optional) Additional layer(s) base insulation, .
Min. 22 ga., | (Optional) VapAir gne'cnl;rls‘:i::zr']';j‘;'fase' Flexible FAST or Flexible | min. 0.25-inch DensDeck Prime or SECUROCK Flexible FASTor | ¢\ Z'f:l's)'jbﬁeAST
SC-7 type B, Grade Seal MD, self- SecurShield HD FAST DT (RIBBON, 6-inch Gypsume-Fiber Roof Board or min. 0.5-inch Flexible FAST FleeceBACK | FAST DT -82.5
33 steel adhering R o.c. @ every deck flange) | SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON)
Composite (FULL)
VSH
Min.22ga, | (Optional) vapair | ViM- L>-nchinsulBase, | o o caer or Flexible | (OPtional) Additional laver(s) base insulation, Flexible FAST or
SecurShield and/or . min. 0.25-inch DensDeck Prime or min. 0.5-inch . Sure-Weld HydroBond
SC-8 type B, Grade | Seal MD, self- . FAST DT (RIBBON, 6-inch R X Flexible FAST -82.5
R SecurShield HD SecurShield HD, SecurShield HD Plus or EcoStorm FleeceBACK | WB
33 steel adhering Composite o.c. @ every deck flange) VSH DT (RIBBON)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck ViR e e e MDP
No. Note 1 ac ac jcati sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application
. . . . . S . . . Flexible FAST
Min. 22 ga., (Optional) VapAir ) ) ) Flexible FAST or Flexible Insulation: (Optional) Additional layer(s) base Flexible FAST or )
(Optional) Min. 1.5-inch . : - . Sure-Weld or Flexible
SC-9 type B, Grade Seal MD, self- R FAST DT (RIBBON, 6-inch insulation Flexible FAST -82.5
R InsulBase, SecurShield . . FleeceBACK | FAST DT
33 steel adhering o.c. @ every deck flange) | Coverboard: Min. 1.5-inch StormBase DT (RIBBON) (FULL)
Min. 22 ga., Min. 1.5-inch InsulBase Flexible FAST or Flexible Sure-Weld :)Ire:;:)l(?bT:ST
SC-10 type B, Grade | None T ’ | FAST DT (RIBBON, 6-inch None N/A -105.0
SecurShield FleeceBACK | FAST DT
33 steel o.c. @ every deck flange)
(FULL)
SURE-WELD FLEECEBACK RL APPLICATIONS:
Min. 22 ga., (Optional) VapAir . . Flexible FAST or Flexible
SC-11 type B, Grade | Seal MD, self- ::Il_m' 1.5-inch InsulBase FAST DT (RIBBON, 6-inch None N/A Sure-Weld FleeceBACK RL -82.5
33 steel adhering o.c. @ every deck flange)
Insulation: (Optional) Additional | b
Min. 22 ga., (Optional) VapAir Min. 1.5-inch InsulBase Flexible FAST or Flexible 7i2::l:t':z: (Optional) ftional layer(s) base Flexible FAST or
SC-12 type B, Grade Seal MD, self- T ! FAST DT (RIBBON, 6-inch . . . Flexible FAST Sure-Weld FleeceBACK RL -82.5
. SecurShield Coverboard: Min. 0.5-inch SecurShield HD RL or
33 steel adhering o.c. @ every deck flange) - - DT (RIBBON)
min. 1.5-inch InsulBase RL
Min. 22 ga., . . Flexible FAST or Flexible Flexible FAST or
Min. 1.5-inch InsulBase, . . . . .
SC-13 type B, Grade None securShield FAST DT (RIBBON, 6-inch Min. 0.5-inch SecurShield HD RL Flexible FAST Sure-Weld FleeceBACK RL -105.0
33 steel o.c. @ every deck flange) DT (FULL)
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NEmoO | etc.e
TABLE 2B: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) (psf)
vee (Note2 Note1l) | (Note1n Ui (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck . Sure-Weld / Aqua Base 120,
SC-14 33 steel or min. 2,500 psi followed by min. 2-inch | Note 2 1 perz Min. 1.5-inch InsulLam (OSB) FI?XIbIe FAST (RIBBON, CAV-GRIP IIl AP or Sure-Weld | -37.5*
2.7 ft 6-inch o.c.)
structural concrete Insulfoam VIII BA
Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade Min. 1.5-inch InsulBase 1 per basucle inlsulaiiofw | ) N i &
sc-15 33 steel or min. 2,500 psi s " | Note2 _ _ Flexible FAST (RIBBON) | Sure-Weld / Sure-Weld BA -37.5*
e PSt | securShield ote 3.2ft | Coverboard: Min. 0.25-inch SECUROCK exible FAST ( )| Sure-Weld/ Sure-We
Ultralight Coated Glass-Mat Roof Board
Insulation: (Optional) Additional layer(s)
in. . base insulati i
Min. 22 ga., type B, Grade |\ ) o oot 1nsulBase, Lper | oosensuiation , Flexible FAST or Sure-Weld / CAV-GRIP Il AP,
SC-16 33 steel or min. 2,500 psi securShield Note 2 572 | Coverboard: Min. 0.25-inch DEXcell FA Flexible FAST DT LVOC BA or Sure-Weld BA -45.0*
structural concrete ' Glass Mat Roof Board or min. 0.4375-inch (RIBBON)
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade . . Flexible FAST or
sC-17 33 steel or min. 2,500 psi | M- LS-inchInsulBase, | LPer "\ Min. 1-inch base insulation Flexible FAST DT Sure-Weld / CAV-GRIP I AP, |
SecurShield 3.2 ft LVOC BA or Sure-Weld BA
structural concrete (RIBBON)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade . . # (. - ) ” ver(s) Flexible FAST or Sure-Weld / Aqua Base 120,
K ) Min. 1.5-inch InsulBase, 1 per base insulation X
SC-18 33 steel or min. 2,500 psi . Note 2 b X i Flexible FAST DT CAV-GRIP Il AP, LVOC BA or -45.0*
SecurShield 3.2 ft Coverboard: Min. 0.25-inch SECUROCK
structural concrete — ST (RIBBON) Sure-Weld BA
Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade . . Flexible FAST or
K ) Min. 2-inch InsulBase, 1 per . . . . . Sure-Weld / CAV-GRIP IIl AP, «
SC-19 33 steel or min. 2,500 psi SecurShield Note 2 4.0 ft2 Min. 1-inch base insulation Flexible FAST DT LVOC BA or Sure-Weld BA -45.0
structural concrete (RIBBON)
Insulation: (Optional) Additional layer(s)
base insulation
. Coverboard: Min. 0.25-inch DensDeck ’
20 ?'\:/;I:t:ezl ia:"n;‘i‘;pz%o%ragf Min. 2-inch InsulBase, | \ 1per | Prime, DEXcell FA Glass Mat Roof Board E:Ez:s:z Eﬁzl ng Sure-Weld / CAV-GRIP I AP, | . .
structural conc.ret,e P SecurShield 4.0ft> | or SECUROCK Gypsum-Fiber Roof Board, (RIBBON) LVOC BA or Sure-Weld BA ’
min. 0.4375-inch DEXcell Cement Roof
Board or min. 0.5-inch SecurShield HD,
SecurShield HD Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck .
. . K . 1 per . . . Flexible FAST (RIBBON, | Sure-Weld / CAV-GRIP Ill AP, «
SC-21 33 steel or min. 2,500 psi followed by min. 2-inch | Note 2 20f2 Min. 2-inch Insulfoam HD Composite 6-inch 0.c.) LVOC BA or Sure-Weld BA 45.0
structural concrete Insulfoam VIII
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

R _— Base Insulation Layer Top Insulation Layer(s) i R
ystem ec oof Cover
Fastener Attach Attach
No. (Note 1) T T (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld (min. 60-mil) /
: v ' Min. 1.5-inch InsulB Insulation Fasteni 1 base insulati :
s5C-22 33 steel or min. 2,500 psi e LN INSUIEase, | nen ation Fastening per | baseinsuiaton - Flexible FAST DT CAV-GRIP 11l AP or Sure-Weld | -45.0
tructural concrete SecurShield ate 2.0 ft Coverboard: Min. 1-inch InsulBase, (RIBBON) BA
struc Concrete: Note 2 SecurShield
Min. 22 ga., type B, Grade Min. 2-inch InsulBase f::ﬁ::::::f:;;:’i:h 1 per %;‘i%ﬂ“o”a” pddichal layt PExible FAST or Sure-Weld (min. 50-mil) /
SC-23 33 steel or min. 2,500 psi L ’ Plat & P > . . Flexible FAST DT CAV-GRIP IIl AP or Sure-Weld -52.5
tructural concrete SecurShield ate 2.0 ft Coverboard: Min. 0.5-inch InsulBase, (RIBBON, 6-inch o.c.) BA
stru Concrete: Note 2 SecurShield ’ e
Min.22ga., type B, Grade | \\ o pteel InsulFast with Loer %ggﬂﬁona” Additionallayer(s) | b\ it le FAST or Sure-Weld / CAV-GRIP 11l AP,
SC-24 33 steel or min. 2,500 psi er "1 plat ’ o : ) ) Flexible FAST DT LVOC BA or Sure-Seal 90-8- -52.5
structural concrete SecurShield ate 1.8 ft Coverboard: Min. 0.5-inch SecurShield (RIBBON, 6-inch o.c.) 30A BA
Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm VSH ’ "
Insulation: (Optional) Additional layer(s)
. i base insulati
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase Is:sjllz;:;s:f:::e‘;\’;:‘h 1 per Case IESU ad.lT\:- 0.5-inch DensDeck Flexible FAST or Sure-Weld (min. 60-mil) /
SC-25 33 steel or min. 2,500 psi e | plat ) B | R ROCK G oo e Flexible FAST DT CAV-GRIP 11l AP or Sure-Weld | -60.0
structural concrete SecurShield ate 2.0ft Prime, SECUROCK Gypsum-Fiber Roof (RIBBON) BA
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast witl W: (Optional) Additional layer(s) Sure-Weld (min. 60-mil) /
: v ! Min. 1.5-inch InsulB Insulation Fasteni 1 ase insulation ’
SC26 | 33 steel or min. 2,500 psi in- 1.>-inch InsulBase, | Insulation Fastening y & medaton Flexible FAST (RIBBON) | CAV-GRIP IIl AP or Sure-Weld | -60.0
structural concrete SecurShield ate 2.0 ft Coverboard: Min. 0.5-inch DEXcell FA BA
Concrete: NoteR@ Glass Mat Roof Board
. Steel: InsulFast with Insulation: (Optional) Additional layer(s) X
Min. 22 ga. B X . FI le FAST
SC-27 3_;:,(89'?; 'nfi\:]pez S'O%ragf Min. 2-inch InsulBase, Insulation Fastening 1 per base insulation FIEEEI: FAzT g;_ Sure-Weld / CAV-GRIP IIl AP, -60.0
structural conc.ret,e P Securshield Plate 1.8ft> | Coverboard: Min. 0.5-inch SecurShield (RIBBON, 6-inch o.c.) LVOC BA or Sure-Weld BA -
Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm VSH ! h
Insulation: (Optional) Additional layer(s)
. i base insulati
Min.22ga., type B, Grade |\ . | Steek nsuFastwin Loer | oo o 6 inch DensDeck Flexible FAST or Sure-Weld (min. 60-mil) /
sc-28 33 steel or min. 2,500 psi o N & per | woverboarc: Min. 9.>-inch Densec Flexible FAST DT CAV-GRIP IIl AP or Sure-Weld | -67.5
structural concrete SecurShield ate 1.6 ft Prime, SECUROCK Gypsum-Fiber Roof (RIBBON, 6-inch o.c.) BA
Concrete: Note 2 Board, SecurShield HD, SecurShield HD ! h
Plus or EcoStorm VSH
. Steel: InsulFast with Insulation: (Optional) Additional layer(s) . i
.22 ga. B . . - . 60
$C-29 g:teeli? Irr:i\;pez S’O%ragf Min. 2-inch InsulBase, Insulation Fastening 1 per base insulation Flexible FAST (RIBBON, zir\‘/e-g\F/{TFl’dll(IT:o?%::g!V/Veld 675
structural conc.ret'e P SecurShield Plate 1.6 ft2 | Coverboard: Min. 0.5-inch DEXcell FA 6-inch o.c.) BA ’
Concrete: Note 2 Glass Mat Roof Board
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
. i Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Isrfsjllétlirlusrijr:sstt‘e‘:\vil:\h 1 per %aiio’; onel tonallayerts FIRUbISPAS T Sure-Weld (min. 60-mil} /
SC-30 33 steel or min. 2,500 psi L ’ & P 2 . . Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -75.0
tructural X SecurShield Plate 1.6 ft Coverboard: Min. 1-inch InsulBase, RIBBON. 6-inch BA
structural concrete Concrete: Note 2 cecurShield ( , 6-inch o.c.)
Min. 22 ga, type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible EAST or
sc31 33 steel or ;nin N 5’00 i Min. 1.5-inch InsulBase, | Insulation Fastening 1 per base insulation Flexible FAST DT Sure-Weld / Sure-Seal 90-8- 75.0
structural conc.ret’e P SecurShield Plate 1.3ft* | Coverboard: Min. 0.5-inch SecurShield HD (FULL) 30A BA ’
Concrete: Note 2 or SecurShield HD Plus
. Steel: InsulFast with Insulation: (Optional) Additional layer(s) i
2 g’g:t:; ii"r;i‘;szs’oGora‘:f Min. 1.5-inch InsulBase, | Insulation Fastening 1per | base insulation E:Zi:s:z Eﬁg ng Sure-Weld / CAV-GRIP 11l AP, 825
structural conc.ret’e P SecurShield Plate 1.3ft> | Coverboard: Min. 0.5-inch SecurShield (FULL) LVOC BA or Sure-Weld BA ’
Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm VSH
. i Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Isr:sjllz;':ir::f:sstte:\vilrt\h 1 per %aiioﬂ onal tonalfaver(s) Flexible FAST or Sure-Weld (min. 60-mil) /
SC-33 33 steel or min. 2,500 psi L ’ Plat & P 2 . i Flexible FAST DT CAV-GRIP Il AP or Sure-Weld -82.5
tructural concrete SecurShield ate 1.0 ft Coverboard: Min. 1-inch InsulBase, (FULL) BA
s Concrete: Note 2 SecurShield
Insulation: (Optional) Additional layer(s)
. i base insulati
Min.22ga., type B, Grade |\ .| Steer nsuFastwih N, Case 'Esu adfoMn_ 0.5.inch Densbeck Flexible FAST or Sure-Weld (min. 60-mil) /
SC-34 33 steel or min. 2,500 psi e S p per | woverboard: Min. 8.5-inch DensLec Flexible FAST DT CAV-GRIP Il AP or Sure-Weld | -82.5
structural concrete SecurShield ate 1.0 ft Prime, SECUROCK Gypsum-Fiber Roof (FULL) BA
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld (min. 60-mil) /
. v ' ) Min. 2-inch InsulBase Insulation Fastening 1per | baseinsulation . :
SC-35 33 steel . 2,500 . ! Flexible FAST (FULL CAV-GRIP Il AP or Sure-Weld -82.5
strjcfjraolrcr:r:rc]rete pst SecurShield Plate 1.0ft> | Coverboard: Min. 0.5-inch DEXcell FA exiole ( ) BA oroure-ive
Concrete: Note 2 Glass Mat Roof Board
) Steel: InsulFast with Insulation: (Optional) Additional layer(s) .
.36 g’(')':t:; if';‘tz‘p'z%o%ra‘:f Min. 2-inch InsulBase, | Insulation Fastening 1per | baseinsulation E:Ez:g:g Eﬁg o Sure-Weld / CAV-GRIP I AP, |
structural conc;'etle P SecurShield Plate 1.3ft2 | Coverboard: Min. 0.5-inch SecurShield (FULL) LVOC BA or Sure-Weld BA ’
Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s)
. Steel: InsulFast with base insulation . . .
Min. 22 ga., type B, Grade X ) . ; . . Flexible FAST or Sure-Weld (min. 60-mil) /
Min. 2-inch InsulB Insulation Fast 1 : .
sc-37 80 steel or min. 2,500 psi VNGRS (T Pation Fastening per | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT CAV-GRIP 11l AP or Sure-Weld | -112.5
structural concrete SecurShield ate 1.0 ft Prime, SECUROCK Gypsum-Fiber Roof (FULL) BA
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga,, type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld (min. 60-mil) /
: v ! Min. 2-inch InsulB Insulation Fasteni 1 base insulati )
sc-38 80 steel or min. 2,500 psi N 2-nch Insuibase, | nswiation Fastening per | base msuiation , Flexible FAST (FULL) CAV-GRIP |1l AP or Sure-Weld | -112.5
structural concrete SecurShield Plate 1.0 ft Coverboard: Min. 0.5-inch DEXcell FA BA
Concrete: Note 2 Glass Mat Roof Board
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld (min. 60-mil) /
) M ! in. 2-i Insulation F: i base insulati . ’
SC-39 80 steel or min. 2,500 psi | VM- 2inch InsulBase, | Insulation Fastening Lper | baseinsulation Flexible FAST DT CAV-GRIP Ill AP or Sure-Weld | -135.0
SecurShield Plate 1.0 ft Coverboard: Min. 1-inch InsulBase,
structural concrete Concrete: Note 2 7Secur5hield (FULL) BA
Min. 22 ga., type B, Grade . . Min. 1.5-inch ACFoam I, InsulBase, Sure-Weld / Aqua Base 120,
SC-40 33 steel or min. 2,500 psi | "M 0->-inch Densbeck |\, 1per | securshield, ENRGY 3 followed by Min. 0B500 CAV-GRIP Ill AP or Sure-Weld | -37.5*
or DensDeck Prime 2.0 ft R .
structural concrete 0.25-inch DensDeck Prime BA
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase, 1 per base insulation Sure-Weld / Aqua Base 120,
SC-41 33 steel or min. 2,500 psi L ’ Note 2 P > \ ) 0OB500 CAV-GRIP Il AP, LVOC BA or -37.5%
SecurShield 4.0ft Coverboard: Min 0.25-inch SECUROCK
structural concrete 7Gypsum Fiber Roof Board Sure-Weld BA
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam 1 per Sure-Weld / Aqua Base 120,
SC-42 33 steel or min. 2,500 psi 11, InsulBase, Note 2 ) gftz Additional layers of base insulation 0OB500 CAV-GRIP IIl AP or Sure-Weld -45.0*
structural concrete SecurShield, ENRGY 3 ' BA
Min. 22 ¢ B. Grad Min. 1.5-inch ACE Insulation: (Optional) Additional layer(s)
In. 22 ga., ype , ara .e N 2.>7Inc oam 1 per base insulation Sure-Weld / CAV-GRIP Il AP,
SC-43 33 steel or min. 2,500 psi 11, InsulBase, Note 2 A . . . 0OB500 -45.0*
A 2.0 ft Coverboard: Min. 1.5-inch SecurShield HD LVOC BA or Sure-Weld BA
structural concrete SecurShield, ENRGY 3 -
Composite
Insulation: ional) Additional |
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam Jstfauion a.mon (F)pt|ona ) Additional layer(s)
A ) 1 per base insulation Sure-Weld / Aqua Base 120
SC-44 33 steel or min. 2,500 psi 11, InsulBase, Note 2 2 . . OB500 -45.0*
. 2.0 ft Coverboard: Min. 0.25-inch DensDeck, or Sure-Weld BA
structural concrete SecurShield, ENRGY 3 _—
DensDeck Prime
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam 1 per basue inlsulaiio’; ! ) ” ver(s)
SC-45 33 steel or min. 2,500 psi 11, InsulBase, Note 2 P R . . OB500 Sure-Weld / CAV-GRIP IIl AP -45.0*
structural concrete SecurShield. ENRGY 3 2.0 ft Coverboard: Min. 0.25-inch DensDeck
! Prime
Min. 22 ga., type B, Grade . . . . Sure-Weld / Aqua Base 120,
.0.5- D 1 .1.5- B.
SC-46 33 steel or min. 2,500 psi | V- O-3-inch Densbeck |\ 5 per | Min. 1.5-inch ACFoam l, InsulBase, 0B500 CAV-GRIP 11l AP or Sure-Weld | -45.0*
structural concrete or DensDeck Prime 2.0 ft SecurShield, ENRGY 3 BA
Min. 22 ga., type B, Grade Min. 2-inch ACFoam I, 1 per Sure-Weld / Aqua Base 120,
SC-47 33 steel or min. 2,500 psi InsulBase, SecurShield, Note 2 4 (l))ftz Additional layers of base insulation OB500 CAV-GRIP Il AP or Sure-Weld -45.0*
structural concrete ENRGY 3 ' BA
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

R _— Base Insulation Layer Top Insulation Layer(s) i R
ystem ec oof Cover
Fastener Attach Attach
No. (Note 1) T T (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Min. 2-inch ACFoam I Insulation: (Optional) Additional layer(s)
- << 83, 1ype B, ) ) ) 1 per base insulation Sure-Weld / CAV-GRIP Ill AP,
SC-48 33 steel or min. 2,500 psi InsulBase, SecurShield, Note 2 2 . . . 0OB500 -45.0*
structural concrete ENRGY 3 4.0ft Coverboard: Min. 1.5-inch SecurShield HD LVOC BA or Sure-Weld BA
Composite
Min. 22 ga., type B, Grade Min. 2-inch ACFoam Il Insulation: (Optional) Additional layer(s)
SC-49 33 s.teel or.;ni\:] 2 5’00 Si Insu.IBase SecurShieId’ Note 2 1 per base insulation OB500 Sure-Weld / Aqua Base 120 -45.0*
structural conc.ret’e P ENRGY 3 ! ! 4.0ft> | Coverboard: Min. 0.25-inch DensDeck, or Sure-Weld BA ’
DensDeck Prime
Min. 22 ga., type B, Grade Min. 2-inch ACFoam || Insulation: (Optional) Additional fayer(s)
. M ’ ' ‘ base insulation
SC-50 33 steel or min. 2,500 psi InsulBase, SecurShield, Note 2 1 perz N & . . OB500 Sure-Weld / CAV-GRIP IIl AP -45.0*
structural concrete ENRGY 3 4.0 ft Coverboard: Min. 0.25-inch DensDeck
Prime
Min. 22 ¢ B Grad Insulation: (Optional) Additional layer(s) Sure-Weld / A Base 120
sc51 3_; s.teel ii';ni\:]pi 5'00 aSie Min. 1.5-inch InsulBase, Note 2 1 per base insulation OB500 CLAJ\\?-GRTP n AgusC?(SZeBA oni 45.0%
4200 P SecurShield 3.2 ft> | Coverboard: Min. 0.25-inch SECUROCK ! ’
structural concrete Sy . Sure-Weld BA
Gypsum-Fiber Roof Board
. Insulation: (Optional) Additional layer(s)
S5 | 33 stedtormim 2000 g | Min-2inch nsuBase, | ) Lper | base insulation 08500 Sav-GRp 1 b oc s or | 40
=200 P SecurShield 2.7ft2 | Coverboard: Min 0.25-inch SECUROCK ! ’
structural concrete » Sure-Weld BA
Gypsum-Fiber Roof Board
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, 1 per base insulation Sure-Weld / Aqua Base 120,
SC-53 33 steel or min. 2,500 psi . Note 2 2 . A 0OB500 CAV-GRIP Il AP, LVOC BA or -60.0
SecurShield 1.6 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete —_— Sure-Weld BA
Gypsum-Fiber Roof Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck . Sure-Weld FleeceBACK /
SC-54 | 33steel ormin. 2,500 psi | followed by min. 2-inch | Note2 217’):2 Min. 1.5-inch InsulLam (OSB) Z[?:'CTZFCA)ST (RIBBON, | ¢/6xible FAST or Flexible FAST | -37.5*
structural concrete Insulfoam VIII ’ e DT (RIBBON, 6-inch o.c.)
. Or?e or m‘ore IS Insulation: (Optional) Additional layer(s) i
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, 1 per rse insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-55 33 steel or min. 2,500 psi HP-N or HP-W, Note 2 5 (?ftz c board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -37.5%*
structural concrete SecurShield, ENRGY 3, ' queﬂ' in. 8.2>-Inch Densbec (RIBBON) DT (RIBBON, 12-inch o.c.)
or AC Foam Il rime
Min. 22 ga., type B, Grade . . Min. 1.5-inch Kingspan GreenGuard Sure-Weld FleeceBACK /
SC-56 33 steel or min. 2,500 psi (l\)/rllg.e(:].SSchcthDriemnzDeck Note 2 zl(l)):trz Extruded Polystyrene followed by min. Flexible FAST (RIBBON) | Flexible FAST or Flexible FAST | -37.5*
structural concrete ' 0.25-inch DensDeck Prime DT (RIBBON, 12-inch o.c.)
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

R _— Base Insulation Layer Top Insulation Layer(s) i R
ystem ec oof Cover
Fastener Attach Attach
No. (Note 1) T T (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
One or more layers
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, 1 per Flexible FAST or Sure-Weld FleeceBACK /
SC-57 33 steel or min. 2,500 psi HP-N or HP-W, Note 2 ) C’)thz Additional layers of base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete SecurShield, ENRGY 3, ' (RIBBON) DT (RIBBON, 12-inch o.c.)
or AC Foam Il
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase 1 per Min. 1.5-inch additional layers of base Flexible FAST or Sure-Weld FleeceBACK /
SC-58 33 steel or min. 2,500 psi SeCl,.IrS.hield ’ | Note2 3 2pft2 insulation or min. 2-inch SecurShield HD Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' Composite (RIBBON) DT (RIBBON, 12-inch o.c.)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Min. 1-inch additional layers of base Flexible FAST or Sure-Weld FleeceBACK /
SC-59 33 steel or min. 2,500 psi Sea;rshield ’ Note 2 4 (;)ftz insulation or min. 2-inch SecurShield HD Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' Composite (RIBBON) DT (RIBBON, 12-inch o.c.)
P
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase 1 per 7bnassueei‘n|:unlaiior:1 ! itional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-60 33 steel or min. 2,500 psi SECL;I'S.hield ’ | Note 2 3 prtz c board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -45.0%*
structural concrete ' P?\r{:‘eﬂ. g -<=-inch bensbec (RIBBON) DT (RIBBON, 12-inch o.c.)
|
) Insulation: (Optional) Additional layer(s) .
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per base insulation Flexible FAST or Sure-Weld FleeceBACK /
SC-61 33 steel or min. 2,500 psi SeCL;rShieId ’ Note 2 4 (;)ftz c board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete : &A' in. ©.25-Inch Densec (RIBBON) DT (RIBBON, 12-inch o.c.)
|
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . Sure-Weld FleeceBACK /
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck . .
K ) K . 1 per . . Flexible FAST (RIBBON, | Aqua Base 120 or Flexible
SC-62 33 steel or min. 2,500 psi followed by min. 2-inch | Note 2 R Min. 1.5-inch InsulLam (OSB) . ! . -37.5*%
structural concrete Insulfoam VIl 2.7 ft 6-inch o.c.) FAST or Flexible FAST DT
(FULL)
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck . Sure-Weld FleeceBACK /
SC-63 | 33steelor min.2,500psi | followed by min. 2-inch | Note 2 S 2% | Min. 2-inch Insulfoam HD Composite erl-?:IcZIZFcA)ST (RIBBON, | ¢/6xible FAST or Flexible FAST | -45.0*
structural concrete Insulfoam VIII ' e DT (FULL)
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase 1 per %aiio’; ional) itional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-64 33 steel or min. 2,500 psi T ” | Note 2 P ) . i Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
SecurShield 3.2 ft Coverboard: Min 0.25-inch SECUROCK .
structural concrete - (RIBBON, 6-inch o.c.) DT (FULL).
Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade Min. 1.55ihch InsulBase 1 per Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-65 33 steel or min. 2,500 psi SECL.II’S.hie|d " | Note2 3 2pft2 base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' Coverboard: Min. 1-inch base insulation (RIBBON) DT (FULL)
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Insulation: (Optional) Additional layer(s) Flexible FAST or
-2~ 83, ype B, ) Min. 1.5-inch InsulBase, 1 per base insulation . Sure-Weld FleeceBACK /
SC-66 33 steel or min. 2,500 psi ; Note 2 2 . . Flexible FAST DT ; -45.0*
structural concrete SecurShield 3.2 ft Coverboard: Min. 0.25-inch DensDeck or (RIBBON) Flexible FAST (FULL)
DensDeck Prime
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade . . nsd a.u on (. ptional) itional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
B ) Min. 1.5-inch InsulBase, 1 per base insulation . : )
SC-67 33 steel or min. 2,500 psi SecurShield Note 2 39 f2 c board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' M' In- g 'nch Pensbec (RIBBON) DT (FULL)
Prime
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade ) ) base insulation Flexible FAST or Sure-Weld FleeceBACK /
; ) Min. 1.5-inch InsulBase, 1 per . . ) ) ) N
SC-68 33 steel or min. 2,500 psi SecurShield Note 2 27 fi2 Coverboard: Min. 0.25-inch DEXcell FA Flexible FAST DT Flexible FAST or Flexible FAST | -45.0
structural concrete ' Glass Mat Roof Board or min. 0.4375-inch | (RIBBON) DT (FULL) or HydroBond WB
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-69 33 steel or min. 2,500 psi SecullrShieId ’ Note 2 4 (?ftz base insulation Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
structural concrete ' Coverboard: Min. 1-inch base insulation (RIBBON) DT (FULL)
Insulation: (Optional) Additional layer(s)
base insulati
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Case |;su adlloMn. 0.25-inch DensDeck Flexible FAST or Sure-Weld FleeceBACK /
SC-70 33 steel or min. 2,500 psi L ! Note 2 P ) 70_\/& oarg: Miin. U.2>-inch Densbec Flexible FAST DT Flexible FAST or Flexible FAST | -45.0*
SecurShield 4.0 ft Prime or DEXcell FA Glass Mat Roof
structural concrete - . (RIBBON) DT (FULL)
Board or min. 0.4375-inch DEXcell
Cement Roof Board
. i Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase Isr:sejllé'zls:lFFaasstte‘:\vilrt\h 1 per %aiioﬂ onel) tonalaverts) Flexible FAST or Sure-Weld FleeceBACK /
SC-71 33 steel or min. 2,500 psi T ’ ¢ P ) . X Flexible FAST DT Flexible FAST or Flexible FAST -45.0
tructural " SecurShield Plate 2.0 ft Coverboard: Min. 1-inch InsulBase, RIBBON DT (FULL) or HvdroBond WB
structural concrete Concrete: Note 2 securshield ( ) ( ) or HydroBon
. i Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade Min. 2-inch InsulBase, Isr::lfllétlir:::f:sst:r’\m’ilrtmh 1 per maiio’; | ) " vert Flexible FAST or Sure-Weld FleeceBACK /
SC-72 33 steel or min. 2,500 psi L ! & P > . . Flexible FAST DT Flexible FAST or Flexible FAST -52.5
| SecurShield Plate 2.0ft Coverboard: Min. 0.5-inch InsulBase, RIBBON. 6-inch DT (FULL) or HvdroBond WB
structural concrete Concrete: Note 2 - ( , 6-inch o.c.) ( ) or HydroBon
SecurShield
. Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade o\ Steel: InsulFast with base insulation Flexible FAST or Sure-Weld FleeceBACK /
K ) Min. 1.5-inch InsulBase, | Insulation Fastening 1 per . . . - .
SC-73 33 steel or min. 2,500 psi securShield Plate 2.0 fi2 Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST -60.0
structural concrete Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (RIBBON) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld FleeceBACK /
) M ! Insulation Fasteni base insulati
sc-74 33 steel or min. 2,500 psi gﬂe':urls:i;?;h InsulBase, phopa o Festening 21 g‘:trz Case '25“ adfoM”, 0.5-inch DExcell Flexible FAST (RIBBON) | Flexible FAST or Flexible FAST | -60.0
structural concrete C . Note 2 ' ~overooarc: Min. £.o-Inc ce DT (FULL) or HydroBond WB
oncrete: Note Glass Mat Roof Board
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase |S:§§||;tl;:::f:ss;:i:h 1 per %g%ﬂﬁona” paduchallN BExible FAST or Sure-Weld FleeceBACK /
SC-75 33 steel or min. 2,500 psi T ’ Pl & P > . . Flexible FAST DT Flexible FAST or Flexible FAST -60.0
structural concrete SecurShield ate 2.0ft Coverboard: Min. 0.5-inch SECUROCK (RIBBON) DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade . ) Steel: I.nsuwaSt W.'th base insulation Flexible FAST or Sure-Weld FleeceBACK /
., . Min. 2-inch InsulBase, Insulation Fastening 1 per . . . . .
SC-76 33 steel or min. 2,500 psi SecurShield Plate 1.6 fi2 Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -67.5
structural concrete Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (RIBBON, 6-inch o.c.) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
) Steel: InsulFast with Insulation: (Optional) Additional layer(s)
Min. 22 ga., t}/pe B, Grad.e Min. 2-inch InsulBase, Insulation Fastening 1 per base insulation Flexible FAST (RIBBON, Surg-WeId FIeeceBAFK/
SC-77 33 steel or min. 2,500 psi ) Pl 2 . . . Flexible FAST or Flexible FAST -67.5
structural concrete SecurShield ate 1.6 ft Coverboard: Min. 0.5-inch DEXcell FA 6-inch o.c.) DT (FULL) or HydroBond WB
Concrete: Note 2 Glass Mat Roof Board
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
) " ! in. 2-i Insulation F i base insulati
SC-78 33 steel or min. 2,500 psi Min. 2 |r.10h InsulBase, Pr;S: ation Fastening . perz ase Insufa |on. . Flexible FAST DT Flexible FAST or Flexible FAST -67.5
structural concrete Securshield e " Coverboard: Min. 0.5-inch SECUROCK (RIBBON, 6-inch o.c.) DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board ’ "
Min. 22 ga., type B, Grade Steel: Iggulast Wigh W: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
: " ' in. 2-i Insulation Fasteni insulati
SC-79 33 steel or min. 2,500 psi gﬂe'cnurzsr:';z InsulBase, | InsulatioNQRUQ 11 e | e e L inch InculBase Flexible FAST DT Flexible FAST or Flexible FAST | -75.0
structural concrete Concrete: Note 2 m ! (RIBBON, 6-inch o.c.) DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . . . . L Flexible FAST or Sure-Weld FleeceBACK /
SC-80 33 steel or min. 2,500 psi Zlalcnl;rlslf?i;TdCh InsulBase, Note 2 11::2 gﬂ::C; SIZS::rt;isizllinls-luDlaéfr: oorsriTtl'lenlmum Flexible FAST DT Flexible FAST or Flexible FAST | -82.5
structural concrete ' P (RIBBON, 6-inch o.c.) DT (FULL)
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, Isrfsjllélsns:l::sstz‘:\’ii:\h 1 per :Jnassliel?:;)ur};'(cgzﬁonal) Additionalfaverts) Flexible FAST or Sure-Weld FleeceBACK /
SC-81 33 steel or min. 2,500 psi Sect;rS.hieId ’ Plate & 1 ;ftz c board: Min. 0.5-inch S Shield Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete . 2 ' M', in. 9.o-inch Securshie (FULL) DT (FULL) or HydroBond WB
Concrete: Note HD, SecurShield HD Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld FleeceBACK /
) M ! in. 2-i Insulation Fasteni 1 base insulation X - )
sc-82 33 steel or min. 2,500 psi SMe':ursr:'i‘;Z'“s”'Base’ phop O rostenine Lot | e L irch InculE Flexible FAST DT Flexible FAST or Flexible FAST | -82.5
structural concrete Concrete: Note 2 ’ %' in. 1-inch Insufbase, (FULL) DT (FULL) or HydroBond WB
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOEOVER
Base Insulation Layer

Top Insulation Layer(s)

System Deck - - e Roof Cover MDP
No. (Note 1) T BRIy Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade . . steel: InsulFast with base insulation Flexible FAST or Sure-Weld FleeceBACK /
K ) Min. 2-inch InsulBase, Insulation Fastening 1 per . . Y . .
SC-83 33 steel or min. 2,500 psi SecurShield Plate 1.0 f2 Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -82.5
structural concrete Concrete: Note 2 ' Prime, SecurShield HD, SecurShield HD (FULL) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsulFast with Insulation: (Optional) Additional layer(s) Sure-Weld FleeceBACK /
) N ! Insulation Fasteni base insulati ) .
SC-84 33 steel ormin. 2,500 psi | MM 2inchInsulBase, | Insulation Fastening 1per | base insulation \ Flexible FAST (FULL) Flexible FAST or Flexible FAST | -82.5
structural concrete SecurShield Plate 1.0 ft Coverboard: Min. 0.5-inch DEXcell FA DT (FULL) or HydroBond WB
Concrete: Note 2 Glass Mat Roof Board v
: i Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade Min. 2-inch InsulBase |S:53||;tl;:::f:sstte:';;h 1 per maiioi | ! I e Flexible FAST or Sure-Weld FleeceBACK /
SC-85 33 steel or min. 2,500 psi L ! Plat & P R . . Flexible FAST DT Flexible FAST or Flexible FAST -82.5
structural concrete SecurShield ate 1.0 ft Coverboard: Min. 0.5-inch SECUROCK (FULL) DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board
: i Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase Is:sellé:;s:f:::e‘;\’;:‘h 1 per minlsulaiio‘; ' ) ” ver(s) Flexible FAST or Sure-Weld FleeceBACK /
SC-86 80 steel or min. 2,500 psi S uiease, ! & per _ _ _ Flexible FAST DT Flexible FAST or Flexible FAST | -90.0
structural concrete Securshield Plate & CRgerboa Min. 0.5-inch Securshield (FULL) DT (FULL) or HydroBond WB
Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm VSH Y
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade . . Steel: [nsulFast W'Ith base insulation Flexible FAST or Sure-Weld FleeceBACK /
K . Min. 2-inch InsulBase, Insulation Fastening 1 per . . X - )
SC-87 80 steel or min. 2,500 psi SecurShield Plate 1.0 fi2 Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST | -112.5
structural concrete Concrete: Note 2 { Prime, SecurShield HD, SecurShield HD (FULL) DT (FULL) or HydroBond WB
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Steel: InsT|GastRygh Insulation: (Optional) Additional layer(s) Sure-Weld FleeceBACK /
) M ! Insulation Fasteni base insulati ) .
SC-88 80 steel or min. 2,500 psi Min. 2 |r.10h InsulBase, o . ! perz ase insula |on. . Flexible FAST (FULL) Flexible FAST or Flexible FAST | -112.5
structural concrete Securshield Plate 10ft Coverboard: Min. 0.5-inch DEXcell FA DT (FULL) or HydroBond WB
Concrete: Note 2 Glass Mat Roof Board v
. i Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade Min. 2-inch InsulBase Isr::lfllétlir:::f:sst:r’\m’ilrtmh 1 per maiio’; | ) " vert Flexible FAST or Sure-Weld FleeceBACK /
SC-89 80 steel or min. 2,500 psi L ! Plat & P > . . Flexible FAST DT Flexible FAST or Flexible FAST -112.5
structural concrete SecurShield ate 1.0ft Coverboard: Min. 0.5-inch SECUROCK (FULL) DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board
. i Insulation: (Optional) Additional |
SC-90 80 steel or min. 2,500 psi .9 ! & P 2 . X Flexible FAST DT Flexible FAST or Flexible FAST | -135.0
SecurShield Plate 1.0ft Coverboard: Min. 1-inch InsulBase,

structural concrete

Concrete: Note 2

SecurShield

(FULL)

DT (FULL) or HydroBond WB

SURE-WELD FLEECEBACK RL APPLICATIONS:
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - - e Roof Cover MDP
No. (Note 1) Tvpe BRIy Attac Type ac (Note 15) (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Steel: InsulFast with I ) Add "
i i Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade Min. 1.5-inch InsulBase :;:iact:;ezisr::ltng 1 per Maiio':\ ) P FIgible FAST FULL or
SC-91 33 steel or min. 2,500 psi T ’ lati A P R . . \ SPLATTER or Flexible Sure-Weld FleeceBACK RL -45.0*
SecurShield Insulation Fastening 2.0ft Coverboard: Min. 0.5-inch SecurShield HD
structural concrete Plate RL FAST DT (FULL)
Concrete: Note 2
Steel: InsulFast with . . .
Min. 22 ga., type B, Grade Insulation Fastening Insulation: (Optional) Additional layer(s) Flexible FAST or
. v ! ) Min. 1.5-inch InsulBase, | Plate or SecurFast 1per | baseinsulation h
SC-92 33 steel or min. 2,500 ps ; ! ) ) Flexible FAST DT Sure-Weld FI BACK RL -52.5
I psl SecurShield Insulation Fastening 1.8 ft> | Coverboard: Min. 0.5-inch SecurShield HD X! ure-eldreece
structural concrete Plate AL o (FULL)
Concrete: Note 2
Steel: InsulFast with . ) S
Min. 22 ga,, type B, Grade Insulation Fastening Insulation: (Optional) Additional layer(s) Flexible FAST or
: v ! ) Min. 1.5-inch InsulBase, | Plate or SecurFast 1 per base insulation .
SC-93 33 steel or min. 2,500 ps ; ! ) ) Flexible FAST DT Sure-Weld FI BACK RL -82.5
I psl SecurShield Insulation Fastening 1.3ft2 | Coverboard: Min. 0.5-inch SecurShield HD X! ure-eldreece
structural concrete Plate LN (FULL)
Concrete: Note 2
Steel: InsulFast with . ) -
Min. 22 ga., type B, Grade Insulation Fastening Insulation: (Optional) Additional layer(s) Flexible FAST or
sC-94 33 steel or min. 2,500 psi | N L-5-inch InsulBase, | Plate or SecurFast e\ Pase insulation Flexible FAST DT Sure-Weld FleeceBACK RL 11255
4200 P SecurShield Insulation Fastening 1.0 ft2 | Coverboard: Min. 0.5-inch SecurShield HD ’
structural concrete Plate - (FULL)
Concrete: Note 2
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck - - MDP
No. Note 1 astener Attac "
(Note 1) Type L el Note 17 Type Attach (Notes 6,7,8) Base Ply Top Ply (psf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
SureMB 90 Base,
. . . SureMB 90 Poly Sure-Weld
. i Insulation: (Opt 1) Addit Il b
Min. 22 ga., type B, Grade Min. 2-inch f::j:;;tlir::lFF::e\:;;h 1 per m (Optional) itional layer(s) base Flexible FAST or Base or SureMB FleeceBACK / Flexible
SC-95 33 steel or min. 2,500 psi InsulBase, | & P 2 . . X Flexible FAST DT 120 Poly Base / US | FAST or Flexible FAST | -45.0*
. Plate 4.0ft Coverboard: Min. 0.5-inch DensDeck Prime or .
structural concrete Securshield | .. cte: Note 2 P —— ) (RIBBON) Ply Duraflex 901 DT (RIBBON, 12-inch
: SECUROCK Gypsum-Fiber Roof Board .
Premium SBS o.c.)
Modified Adhesive
. . . Sure-Weld
. i Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2-inch fr::jatlrs:lr?:evnv:r:h Loer m (Optional) Additi ver(s) Flexible FAST or SureMB90TG or | FleeceBACK / Flexible
SC-96 33 steel or min. 2,500 psi InsulBase, Plat € P ) . . X Flexible FAST DT 120TG/ torch- FAST or Flexible FAST | -45.0*
structural concrete SecurShield oe 4.0ft Coverboard: Min. 0.5-irfeg DER@Feck Rgntgor (RIBBON) applied DT (RIBBON, 12-inch
Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board o) !
. . . Sure-Weld
. i Insulation: (Optional) Additional layer(s) base Flexible FAST .
Min. 22 ga., type B, Grade | Min. 2-inch | ¢ Insulfastwth Loer 7insﬂlaﬁ'on (Optional) Addi ver(s) FIE::EIE : A:T ng SureMB 90TG or | FleeceBACK / Flexible
SC-97 33 steel or min. 2,500 psi InsulBase, | € P R ) . X . 120TG/ torch- FAST or Flexible FAST -75.0
structural concrete SecurShield Plate 16ft Covegpoard: MIMGS-incensDeck Prime or | {RIBBON, 6-inch applied DT (RIBBON, 6-inch
Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board o.c.) o) !
SURE-WELD AFX MEMBRANE APPLICATIONS:
. i Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch Steel: 'hSUIFaSt WA'th M (Optional) itional layer(s) base SureMB 90TG or
SC-98 33 steel or min. 2,500 psi InsulBase Insulation Fastening 1 per insuTRglor Hot asphalt 120TG / torch- Sure-Weld AFX / -45.0*
“tructural conc;'et’e SecurShie’Id Plate 4.0t | Coverboard: Min. 0.25-inch DensDeck Prime applied C-MCA or hot asphalt ’
Concrete: Note 2 or SECUROCK Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch 1 per m (Opti ) " ver(s) SureMB 90TG or Sure-Weld AFX
SC-99 33 steel or min. 2,500 psi InsulBase, Note 2 p A . . i Hot asphalt 120TG/ torch- C-MCA or hot -60.0
structural concrete SecurShield 1.6 ft Coverboard: Min. 0.25-inch DensDeck Prime applied asohalt
or SECUROCK Gypsum-Fiber Roof Board P
i B : Steel: InsulFast with I . - .
Min. 22 ga., type B, Grad.e Min. 2-inch Prsuloti NEster 1 per !nsulat.lon. (Optional) Additional layer(s) base Flex!ble FAST or SureMB 90TG or Sure-Weld AEX
SC-100 33 steel or min. 2,500 psi InsulBase, Plate 4.0 fe2 insulation Flexible FAST DT 120TG/ torch- C-MCA or hot asphalt -45.0*
structural concrete SecurShield Concrete: Note 2 ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) applied P
Min. 22 ga., type B, Grade :\::; R 1 per Insulation: (Optional) Additional layer(s) base Flexible FAST or SureMB 90TG or Sure-Weld AFX
SC-101 33 steel or min. 2,500 psi InsulBase Note 2 3 prtz insulation Flexible FAST DT 120TG/ torch- C-MCA or hot asphalt -45.0*
structural concrete SecurShie,Id ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) applied P
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck - - MDP
No. Note 1 astener Attac "
(Note 1) Type L el Note 17 Type Attach (Notes 6,7,8) Base Ply Top Ply (psf)
Min. 22 ga., type B, Grade Min. 2-inch ISteell:tl_nSUIFFait W,ith 1 Insulation: (Optional) Additional layer(s) base SureMB 90TG or Sure-Weld AFX /
SC-102 33 steel or min. 2,500 psi InsulBase, Pnlzltjea fon rastening 4 5?{2 insulation 0OB500 120TG/ torch- C-MCA or hot _45.0*
structural concrete SecurShield Concrete: Note 2 ' Coverboard: Min. 0.25-inch DensDeck Prime applied asphalt
Min. 22 ga., type B, Grad.e :\::P: 15 1 per !nsulat.ion: (Optional) Additional layer(s) base SureMB 90TG or Sure-Weld AFX /
SC-103 33 steel or min. 2,500 psi Note 2 N insulation OB500 120TG / torch- -45.0*
InsulBase, 2.0 ft . . X . C-MCA or hot asphalt
structural concrete : Coverboard: Min. 0.25-inch DensDeck Prime applied
SecurShield ==uas
. . . Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2-inch 1 per insulation SureMB 90TG or Sure-Weld AFX /
SC-104 33 steel or min. 2,500 psi InsulBase, Note 2 . . X 0OB500, 6-inch o.c. 120TG / torch- -60.0
structural concrete P securShield ote 1.6 ft? Coverboard: Min. 0.25-inch DensDeck Prime : applied/ C-MCA or hot asphalt
or SECUROCK Gypsum-Fiber Roof Board

TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)

System Deck — o Primer Ve Fees . R Roof Cover MDP

No. (Note 1) asten ttac ac ac (Note 15) (psf)

Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Type (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 0.5-inch . . .
Insulation: (Optional) Additional
Min. 22 DensDeck Prime . Min. 1.5- Flexible FAST Insulation: { .p : .) ” Flexible FAST | Sure-Weld /
; R CAV- VapAir Seal X ) layer(s) base insulation N

SC-105 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self inch or Flexible c board: Min. 0.25-inch or Flexible CAV-GRIP Il AP, 45.0*
Grade33 | SECUROCK 206 | 20| iherin InsulBase, | FAST DT %', n: s E(':'SEOCK FAST DT LVOC BA or :
steel Gypsum-Fiber J Securshield | (RIBBON) ensbeck Frime or (RIBBON) Sure-Weld BA

Gypsum-Fiber Roof Board
Roof Board
Min. 22 InsulFast with SureMB 90TG Min. 1.5- Flexible FAST Flexible FAST | Sure-Weld /

SC-106 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch or Flexible (Optional) Additional layers base | or Flexible CAV-GRIP Il AP 45.0*
Grade 33 DensDeck Prime Fastening Plate 4.0 ft? 120TG, torch- InsulBase, FAST DT insulation FAST DT or Sure-Weld ’
steel e applied SecurShield | (RIBBON) (RIBBON) BA

Min. 0.5-inch
Min. 22 DensDeck Prime . Min. 1.5- Sure-Weld /
. R CAV- VapAir Seal . . . . .

$C-107 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self- inch Flexible FAST | (Optional) Additional layers base | Flexible FAST | CAV-GRIP Il AP, 525
Grade 33 SECUROCK 2.0 ft? Primer adheriln InsulBase, (RIBBON) insulation (RIBBON) LVOC BA or ’
steel Gypsum-Fiber 5 SecurShield Sure-Weld BA

Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-CRL-003.A.R40 for FL14083-R39 (NON-HVHZ)
Certificate of Authorization #32455 Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264 Revision 40: 09/25/2026

TOP OF APPENDIX Appendix 1, Page 33 of 126



TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck Primer Vaoor Barrier Roof Cover MDP
No. (Note 1) Type Fasten Attach p Type Attach ne Attach (Note 15) Sf
(Note 2, Note 11) (Note 17) (Notes 6,7,8) (Notes 6,7,8)
Min. 0.5-inch .
Min.22ga., | SECUROCK InsulFast with VapAir Seal TR | Min. 1.5 Flexible FAST _ \ Flexible FAST | Sure-Weld /
type B, . . 1 per . (Optional) Additional layer(s) or Flexible CAV-GRIP IIl AP,

SC-108 Ultralight Coated Insulation ) None Plus, self- inch DT (RIBBON, . X -60.0
Grade 33 Glass-Mat Roof Fastening Plate LOoft adherin InsulBase 6-inch o.c.) @ S ¢ FAST DT LVOC BA or
steel g s © (RIBBON) Sure-Weld BA

Board
Min. 22 nsulFast with SureMB90TG | Min. 1.5- Z're:;:l?bfgﬂ Flexible FAST | Sure-Weld /

$C-109 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT (Optional) Additional layer(s) or Flexible CAV-GRIP Il AP, 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- base insulation FAST DT LVOC BA or '
steel J applied SecurShield | | \ (RIBBON) Sure-Weld BA

inch o.c.)
Insulation: (Optional) Additional
. . Flexible BAST layer(s) base in?sulation. .
Min. 22 InsulFast with SureMB 90TG Min. 1.5- or Flexible Coverboard: Min. 0.25-inch Flexible FAST | Sure-Weld /

SC-110 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT DensDeck Prime or SECUROCK or Flexible CAV-GRIP Il AP, 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- Gypsum-Fiber Roof Board or FAST DT LVOC BA or '
steel g applied SecurShield inch o.c )’ min. 0.5-inch SecurShield HD, (RIBBON) Sure-Weld BA

- SecurShield HD Plus or
EcoStorm VSH

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):

Min. 0.5-inch (Optional) Sure-Weld
Min. 22 DensDeck Prime X .p Flexible FAST | Insulation: (Optional) Additional Flexible FAST | FleeceBACK /
; R CAV- VapAir Seal Min. 1.5- . K . . .

SC-111 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self- inch or Flexible layer(s) base insulation or Flexible Flexible FAST or 45.0%
Grade 33 SECUROCK 2.0 ft? Primer adheriln InsulBase FAST DT Coverboard: Min. 2-inch FAST DT Flexible FAST :
steel Gypsum-Fiber s - (RIBBON) SecurShield HD Composite (RIBBON) DT (RIBBON,

SecurShield .
Roof Board 12-inch o.c.)
Min. 0.5-inch . . . Sure-Weld
Insulation: (Optional) Additional
Min. 22 DensDeck Prime . Min. 1.5- Flexible FAST Insulation: { .p : .) ” Flexible FAST | FleeceBACK /
; R CAV- VapAir Seal X ) layer(s) base insulation - .

SC-112 ga., type B, | or min. 0.625-inch Note 2 1 per GRIP 725TR. self inch or Flexible c board: Min. 0.25-inch or Flexible Flexible FAST or 45.0*
Grade33 | SECUROCK ote 20f@ | i |0 InsulBase, | FAST DT 700\@0 °"I‘(rp'_ n. S E(;ILT;OCK FAST DT Flexible FAST :
steel Gypsum-Fiber € SecurShield | (RIBBON) ensbeck Frime or (RIBBON) DT (RIBBON, 6-

Gypsum-Fiber Roof Board .
Roof Board inch o.c.)

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):

Min. 0.5-inch . . .
Insulation: (Optional) Additional i -
Min. 22 DensDeck Prime . Min. 1.5 | Flexible FasT | nsulation: (Optional) Additi Flexible FAST | Sure-Weld
a, type B or min. 0.625sinch 1 per CAV- VapAir Seal inch o Flexible layer(s) base insulation or Flexible FleeceBACK /

SC-113 ga., ’ o Note 2 ) GRIP 725TR, self- Coverboard: Min. 0.5-inch FAST DT Flexible FAST or | -45.0*
Grade 33 SECUROCK 2.0 ft . | InsulBase, FAST DT — i .

) Primer adhering ) SecurShield HD, SecurShield HD | (RIBBON, 6- Flexible FAST
steel Gypsum-Fiber SecurShield | (RIBBON) )
Roof Board Plus or EcoStorm VSH inch o.c.) DT (FULL)
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck P s Primer AT TE, e o Roof Cover MDP
No. (Note 1) asel Attac ac ac (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Type (Notes 6,7,8)
Sure-Weld
Min. 22 InsulFast with SureMB 90TG Min. 1.5- Flexible FAST Flexible FAST | FleeceBACK /

sc-114 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch or Flexible (Optional) Additional layers base | or Flexible Flexible FAST or 45.0%
Grade 33 DensDeck Prime Fastening Plate 4.0 ft? 120TG, torch- InsulBase, FAST DT insulation FAST DT Flexible FAST :
steel J applied SecurShield | (RIBBON) (RIBBON) DT (FULL) or

HydroBond WB
X Min. 0.5—|nch . Insulation: (Optional) Additional Sure-Weld
Min. 22 DensDeck Prime R Min. 1.5- W, . .
a., typeB, | or min.0.625-inch 1per | AV VapAir Seal inch Flexible FasT | '2Y€r(s) base insulation Flexible FAST | FleeceBACK/

SC-115 &a. ! o Note 2 , | GRIP 725TR, self- Coverboard: Min. 0.25-inch Flexible FASTor | -52.5

Grade 33 SECUROCK 2.0 ft . X InsulBase, (RIBBON) . . (RIBBON) .
X Primer adhering < DensDeck Prime or SECUROCK Flexible FAST
steel Gypsum-Fiber SecurShield X
Roof Board Gypsum-Fiber Roof Board DT (FULL)
Sure-Weld
Min. 0.5-inch
i i FI BACK
Min 222, | SECUROCK InsulFast with Loer VapAirSeal TR | Min. 15| Flexble FAST ||\ ()i ert) ZIre:;:l?bT:ST F|:>e<icbe|e F§ST/ o
SC-116 gpe g Ultralight Coated Insulation P , None Plus, self- inch DT (RIBBON, P . X ¥ X -60.0
rade 33 Glass-Mat Roof Fastening Plate 1Oft adherin InsulBase 6-inch o.c.) base insulation FAST DT Flexible FAST
steel o 8 & © (RIBBON) DT (FULL) or
HydroBond WB
. Sure-Weld
Min. 22 InsulFast with SureMB 90TG | Min. 1.5- ere:;:)l(?bll:éST Flexible FAST | FleeceBACK /

SC117 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT (Optional) Additional layer(s) or Flexible Flexible FAST or 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- InsulBase, (RIBBON, 6- base insulation FAST DT Flexible FAST '
steel i applied Securshield | ' (RIBBON) DT (FULL) or

- HydroBond WB
Insulation: (Optional) Additional
' . Flexible FAST layer(s) base in.sulation. . Sure-Weld
Min. 22 InsulFast with SureMB 90TG Min. 1.5- or Flexible Coverboard: Min. 0.25-inch Flexible FAST | FleeceBACK /

SC-118 ga., type B, | Min. 0.5-inch Insulation 1 per None or SureMB inch FAST DT DensDeck Prime or SECUROCK or Flexible Flexible FAST or 675
Grade 33 DensDeck Prime Fastening Plate 1.6 ft? 120TG, torch- | InsulBase, (RIBBON, 6- Gypsum-Fiber Roof Board or FAST DT Flexible FAST ’
steel g applied SecurShield inch o.c )' min. 0.5-inch SecurShield HD, (RIBBON) DT (FULL) or

- SecurShield HD Plus or HydroBond WB
EcoStorm VSH

SURE-WELD FLEECEBACK RL APPLICATIONS:

Min. 22 InsulFast with SureMB 90TG Min. 1.5- f)lre:IIs:b'l:eAST

ga., type B, | Min. 0.5-inch . 1 per or SureMB inch Sure-Weld

5 D -67.
SCUI9 | Grage33 | DensDeck Prime | MSulation 16f2 | None 12076, torch- | InsulBase | (-1 OT None N/A FleeceBACKRL | 7
Fastening Plate . (RIBBON, 6-
steel applied RL .
inch o.c.)
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck Primer Vaoor Barrier Roof Cover MDP
No. (Note 1) Type Fasten Attach P Type Attach Type Attach (Note 15) (osf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8) (Notes 6,7,8)
i Insulation: (Optional) Additional
Min. 22 . SureMB9OTG | Min. 15 | Flexible FAST | Insulation: (Optional) Additional | o\ o\ pacy
. . InsulFast with . or Flexible layer(s) base insulation ,
ga., type B, Min. 0.5-inch X 1 per or SureMB inch \ . or Flexible Sure-Weld
SC-120 - Insulation , | None FAST DT Coverboard: Min. 0.5-inch -67.5
Grade 33 DensDeck Prime . 1.6 ft 120TG, torch- InsulBase, o . . O . FAST DT FleeceBACK RL
Fastening Plate . R (RIBBON, 6- SecurShield HD RL or min. 1.5-
steel applied SecurShield | . \ (RIBBON)
inch o.c.) inch InsulBase RL
TABLE 2e: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Top Insulation Layer
System Deck Base Insulation Layer & i Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) — (Note 15) (psf)
Note 17)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation
SC-121 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate ! perz sure-Weld / CAV-GRIP Il AP, LVOC BA -30.0*
. . 3.2 ft or Sure-Weld BA
structural concrete ProFast Prime Concrete: Note 2
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
SC-122 | 33 steelormin. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | or min. 0.375-inch DensDeck Fastening Plate Lper | Sure-Weld /CAV-GRIP Il AP, LVOCBA | g .
. - 5.3 ft or Sure-Weld BA
structural concrete ProFast Prime Concrete: Note 2
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grad.e Min. 1.5-inch InsulBase, SecurShield, L 0.5.—|nch Rgurshield HO, Fastening Plate 1 per Sure-Weld / CAV-GRIP Il AP or Sure-
SC-123 33 steel or min. 2,500 psi loose laid SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 240f2 | Weld BA -30.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC :
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
= . 1.5- Trufast SIP LD Fast -37.5%
SC-124 33 steel layers, any combination, loose laid MinM-inch StormBase rutas astener 3.2 ft? 11l AP or Sure-Weld BA 375
SC125 ?'\,/;:'tg; i?.;r:i\:]szE;OGoragie (Optional) One or more layers, any Min. 1-inch ACFoam Il or ENRGY Note 2 1 per Sure-Weld / Aqua Base 120 or Sure- 37.5%
T P combination, loose laid 3 1.6 ft? Weld BA '
structural concrete
Min. 22 ga., type B, Grade | .. 1 5 inch thick, one or more Min 0.25-inch SECUROCK 1per | Sure-Weld/ CAV-GRIP Ill AP or LVOC
SC-126 33 steel or min. 2,500 psi ¥ A ) ) Note 2 ) -37.5*%
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft BA
structural concrete
Min. 22 ga., type B Grad'e Min. 1.5-inch thick, one or more Min. 0.5.-|nch securShield HD, 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-127 33 steel or min. 2,500 psi Wl . SecurShield HD Plus or Note 2 ) -37.5%
layers, any combination, loose laid 2.7 ft or Sure-Weld BA
structural concrete EcoStorm VSH
s | vanen iz:';m";%o%ra‘:f Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK Note 2 Lper | Sure-Weld/ Aqua Base 120, CAV-GRIP | __ _,
structural conc.ret'e P layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft2 | Il AP, LVOC BA or Sure-Weld BA ’
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote [
. . . ) Min. 0.25-inch SECUROCK )
SC-129 Min. 22 ga., type B, Grade Min. 0.5-inch th|<_:k, qne or more . Ultralight Coated Glass-Mat InsuIFAST Fastent'er with SecurFAST 1 per Sure-Weld / Sure-Weld BA 37.5%
33 steel layers, any combination, loose laid Insulation Fastening Plate 2.7 ft?
Roof Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B Grad.e Min. 2-inch thick, one or more layers, | Min 0.5-inch SECUROCK Insulation Fastefng Piag 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
SC-130 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N -37.5%
any combination, loose laid Gypsum-Fiber Roof Board ] . 5.3 ft Il AP, LVOC BA or Sure-Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . Steel: InsulFast with Insulation
SC131 | 33steelor min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | "- 0-625-inch DensDeck Fastening Plate Lper | Sure-Weld / CAV-GRIP Il AP, LVOC BA | 5 o,
Prime A 5.3 ft or Sure-Weld BA
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade | . 1 o i thick, one or more Min. 0.25-inch DEXcell FA Glass 1per | Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-132 33 steel or min. 2,500 psi o ) Note 2 -45.0*
layers, any combination, loose laid Mat Roof Board 2.7 ft? or Sure-Weld BA
structural concrete
Min. 22 ga.. tvoe B. Grade Min. 0.4375-inch DEXcell
SC.133 33 s.teelir.;ni\;p ) 5’00 .i Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- Note 2 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA 45.0%
T P layers, any combination, loose laid inch DEXcell FA Glass Mat Roof 4.0 ft2 or Sure-Weld BA :
structural concrete
Board
OMG #12 Standard, OMG #14 Heavy
) ) ) . Min. 0.625-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip,
scazg | Min- 22| ga., type B, Grade :V"”' 1.5-inch tht'f.k’ g | Uttralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 ! P | Sure-Weld / sure-weld BA -45.0*
33 stee ayers, any combination, loose lai Roof Board Roofgrip with OMG 3 in. Galvalume 5.3
Steel Plate
. . . ) Min. 0.5-inch SECUROCK )
SC135 Min. 22 ga., type B, Grade Min. 0.5-inch thl(.Ik, qne or more . Ultralight Coated Glass-Mat |nsu|FA§T Fastengr with SecurFAST 1 per Sure-Weld / Sure-Weld BA _45.0%
33 steel layers, any combination, loose laid Insulation Fastening Plate 4.0 ft?
Roof Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade |\ 1 thick, one or more layers, | Min 0.25-inch SECUROCK Insulation Fastening Plate 1per | Sure-Weld / Aqua Base 120, CAV-GRIP
SC-136 33 steel or min. 2,500 psi binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 3.2 fi2 Il AP. LVOC BA or S Weld BA -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . : or Sure-We
Insulation Fastening Plate
OMG #12 Standard, OMG #14 Heavy
. . . . Min. 0.25-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip,
SC-137 2"3'“' 22| ga. type B, Grade :V"”' R >inch tht')‘fk' Q® °|r m°r|e » Ultralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 31 zpfetrz Sure-Weld / Sure-Weld BA -45.0*
stee ayers, any combination, loose lai Roof Board Roofgrip with OMG 3 in. Galvalume .
Steel Plate
Min. 0.5-inch SECUROCK
in. 22 ga. B in. 1.5-i i . i i i 1
SC-138 Min ga., type B, Grade Min. 1.5-inch thl(?k, qne or more. Ultralight Coated Glass-Mat HP Fastener with Insulation Fastening perz Sure-Weld / Sure-Weld BA _45.0%
33 steel layers, any combination, loose laid Roof Board Plate 3.2 ft
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
5139 ?'g’;tsjl iar';mpzzo%'a‘:f Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK Note 2 Lper | Sure-Weld / Aqua Base 120, CAV-GRIP | _ .
structural conc.ret’e P layers, any combination, loose laid Gypsum-Fiber Roof Board 2.0ft> | Il AP, LVOC BA or Sure-Weld BA ’
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade | . 5 01 thick, one or more layers, | Min 0.375-inch SECUROCK Insulation Fastening Plate 1per | Sure-Weld / Aqua Base 120, CAV-GRIP
SC-140 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N -45.0*
any combination, loose laid Gypsum-Fiber Roof Board ] . 4.0 ft Il AP, LVOC BA or Sure-Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more M.ln 0.5-|nch DensDeck Prime or | Steel: IhsuIFast with Insulation 1 per Sure-Weld / CAV-GRIP Ill AP, LVOC BA
SC-141 33 steel or min. 2,500 psi - ) min. 0.375-inch DensDeck Fastening Plate ) -45.0*
layers, any combination, loose laid . A 4.0 ft or Sure-Weld BA
structural concrete ProFast Prime Concrete: Note 2
1m0 2"3';2; i?_';;i‘:]pego%ragie Min. 1.5-inch thick, one or more Min 0.50-inch SECUROCK € Lper | Sure-Weld / Aqua Base 120, CAV-GRIP | .
structural conc;'et’e P layers, any combination, loose laid Gypsum-Fiber Roof Board 3.2 ft2 | 1l AP, LVOC BA or Sure-Weld BA ’
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad.e Min. 2-inch thick, one or more layers, | Min 0.625-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
SC-143 33 steel or min. 2,500 psi bination. | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 532 11l AP. LVOC BA or Sure-Weld BA -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . : or Sure-We
Insulation Fastening Plate
sc.1aa gﬂslr;tj; ii';:;:]p‘;%o%ragf Min. 1.5-inch thick, one or more Min 0.625-inch SECUROCK Note 2 Lper | Sure-Weld / Aqua Base 120, CAV-GRIP | .
structural conc;'et’e P layers, any combination, loose laid Gypsum-Fiber Roof Board 4.0 ft? Il AP, LVOC BA or Sure-Weld BA ’
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
-1 .1.5- B Trufast SIP LD Fast -45.0*
SC-145 33 steel layers, any combination, loose laid N GingfprormBase rutas astener 2.7 ft? Il AP or Sure-Weld BA >0
Min. 22 ga., type B, Grade . R .
; R Min. 1.5-inch thick, one or more . . 1 per Sure-Weld / Aqua Base 120, CAV-GRIP
-1 | .2 ! . 1.5-inch B Note 2 ’ -45.0*
SC-146 33 steel or min. 2,500 psi layers, any combination, loose laid Qin- 1-3-inch StormBase ot 3.6 ft? Il AP or Sure-Weld BA >0
structural concrete
Min. 22 ga. B
sC-147 33|:teelie: ;T:i\:]pez E:O%ragie (Optional) One or more layers, any Min. 1-inch InsulBase, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP -45.0*
structural conc.ret’e P combination, loose laid SecurShield 2.0 ft? Il AP, LVOC BA or Sure-Weld BA :
sC.148 ?'\,/g:.tezjl i?.;yfit]pezB_r;o((;)ragf (Optional) One or more layers, any Min. 1.5-inch ACFoam Il, ENRGY Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP _45.0*
T P combination, loose laid 3 2.0 ft? 11l AP or Sure-Weld BA '
structural concrete
Steel: InsulFast with SecurFast
in. 22 ga. B 3 . . i i
Min. 22 ga., type 4 Grad.e (Optional) One or more layers, any Min. 1.5-inch InsulBase, Insulation Fastening Plate 1 per Sure-Weld / Aqua Base 120, CAV-GRIP "
SC-149 33 steel or min. 2,500 psi W . i Concrete: HD 14-10, CD-10 or HP N -45.0
combination, loose laid SecurShield . . 3.2 ft 11l AP, LVOC BA or Sure-Weld BA
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote [
Min. 22 ga., t.ype B, Grad.e (Optional) One or more layers, any Min. 1.5-inch SecurShield HD 1per | Sure-Weld / CAV-GRIP lll AP, LVOC BA
SC-150 33 steel or min. 2,500 psi L . . Note 2 N -45.0*
combination, loose laid Composite 2.0 ft or Sure-Weld BA
structural concrete
SC-151 2";2;:; i?_';;;:]p(;%o%ragf (Optional) One or more layers, any Min. 2-inch ACFoam I, Note 2 1 per Sure-Weld / Aqua Base 120, CAV-GRIP -45.0%
T P combination, loose laid InsulBase, SecurShield, ENRGY 3 4.0 ft? Il AP or Sure-Weld BA :
structural concrete
Min. 22 ga., type B Grad.e (Optional) One or more layers, any Min. 2-inch SecurShield HD 1per | Sure-Weld/CAV-GRIP lll AP, LVOC BA
SC-152 33 steel or min. 2,500 psi o . . Note 2 N -45.0*
combination, loose laid Composite 4.0 ft or Sure-Weld BA
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B Grad.e (Optional) One or more layers, any Min. 1.5-inch InsulBase, U e Flett 1 per Sure-Weld / CAV-GRIP Il AP or Sure-
SC-153 40 steel or min. 2,500 psi binati | laid S Shield Concrete: HD 14-10, CD-10 or HP 2.0 fi2 Weld BA -45.0
structural concrete combination, loose fal ecurshie Concrete Spike (1/4) with SecurFast ' e
Insulation Fastening Plate
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grad.e Min. 1.5-inch InsulBase, SecurShield, Min. 0.5.-|nch SecurShield HD, Fastening Plate 1 per Sure-Weld / CAV-GRIP Ill AP or Sure-
SC-154 33 steel or min. 2,500 psi loose laid SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 2.0 ft2 Weld BA -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’
Fastening Plate
Min. 22 ga. B in. 0.5-i ield HD
in. 22 ga., type B, Grade | ) o i b thick, one or more M5 R RgRRield HD, 1per | Sure-Weld / CAV-GRIP Il AP, LVOC BA
SC-155 33 steel or min. 2,500 psi S ) SecurShield HD Plus or Note 2 ) -45.0*
layers, any combination, loose laid 2.0ft or Sure-Weld BA
structural concrete EcoStorm VSH
Min. 22 ga., t B, Grad Min. 1.5-inch | B HP-N or HP-
$C-156 33|2teeliz: ;tl}lfc‘iu;al e WmSecurlsr;]cieldnsEuNRaé\?’?, or A(?Froam Y- Qgingipecurshield HD Note 2 Lper | Sure-Weld /CAV-GRIPIIIAP, LVOCBA | ¢ (.
concrete I ! ! Plus or EcoStorm VSH 4.0 ft2 | or Sure-Weld BA ’
Min. 22 ga. type B, Grade in- 0-3375-inch DEXcell Steel: Carlisle HP-X F ith
SC-157 80 s.teel g0|: n\:r; 2’500 i One or more layers, any Cement Roof Board or min. 0.5- I::Lflz;\tis:;aiten_in islzfzer wit 1 per Sure-Weld / CAV-GRIP Il AP, LVOC BA -45.0
Y P combination, loose laid inch DEXcell FA Glass Mat Roof ) & 2.0ft2 | orSure-Weld BA ’
structural concrete Concrete: Note 2
Board
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation
SC-158 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | or min. 0.375-inch DensDeck Fastening Plate 115:2 zl:rseu:’;/f/'\?e/l dCQX GRIPIIIAP, LVOCBA | 55 5
structural concrete ProFast Prime Concrete: Note 2 ’
Min. 22 ga., type B, Grade . .
. 0. - DE 1 - - -
SC159 | 33steelor min. 2,500 psi | Min. 1.5-inch InsulBase, Securshield | M- 0-4375-inch DEXcell Note 2 per | Sure-Weld/ CAV-GRIP Il AP or Sure- |, ¢
Cement Roof Board 1.8 ft: Weld BA
structural concrete
Min. 22 ga., type B, Grade . . .
SC160 | 33 steel or min. 2,500 psi | Min- 1:5-inch thick, one or more. Min. 1.5-inch StormBase Note 2 1per | s ire-Weld / Aqua Base 120 525
layers, any combination, loose laid 1.9ft
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
Min. 22 ga., t.ype B Grad.e (Optional) One or more layers, any Min. 2-inch InsulBase or Steel: I.nsmFaSt with InsulatioR 1 per Sure-Weld / CAV-GRIP IIl AP or Sure-
SC-161 33 steel or min. 2,500 psi L . . Fastening Plate -60.0
combination, loose laid SecurShield A 2.0 ft? Weld BA
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade (Optional) One or more layers, an Steel: InsulFast with Insulation 1 per
SC-162 33 steel or min. 2,500 psi P o . Yers, any Min. 2-inch SecurShield Fastening Plate p N Sure-Weld / LVOC BA -60.0
combination, loose laid 2.0 ft
structural concrete Concrete: Note 2
Sc163 | 39sialor structurl | W, Securshield, ENRGY 3 or Ackoam | Min-0S-nch Secursheld KD | per | Sure-Weld/ CAV-GRIP Il AP, VOCBA | 1,
concrete I ! ! Plus or EcoStorm VSH 1.8 ft2 | orSure-Weld BA ’
Min. 22 ga., type B, Grade |\ 4 o i1 b thick, one or more Min 0.5-inch DensDeck Prime of 1per | Sure-Weld / CAV-GRIP Il AP or Sure-
SC-164 33 steel or min. 2,500 psi S . min. 0.375-inch DensDeck Note 2 ) -60.0
layers, any combination, loose laid . 1.6 ft Weld BA
structural concrete ProFast Prime
Min. 22 ga. type B, Grade Min. 0.4375-inch DEX@yl Steel: Carlisle HP-X Fast ith
SC-165 80 s.teel ir.m&;z 5 :’;00 si One or more layers, any Cement Roof Board or min. 0.5- Insjk;tiz;'E;ten}ngﬁaier w 1per | Sure-Weld/CAV-GRIP IIl AP, LVOC BA -60.0
T P combination, loose laid inch DEXcell FA Glass Mat Roof 1.3 ft? or Sure-Weld BA ’
structural concrete Concrete: Note 2
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade | 1. 1 o i thick, one or more Min 0.25-inch SECUROCK Insulation Fastening Plate lper | Sure-Weld / Aqua Base 120, CAV-GRIP
SC-166 33 steel or min. 2,500 psi | binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 1.0 f2 Il AP. LVOC BA or S Weld BA -60.0
structural concrete ayers, any combination, loose fal VR e Concrete Spike (1/4) with SecurFast : ’ orsure-yve
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
SC-167 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1125:2 (S)l:rseu:l!we/ldch GRIP Il AP, LVOC BA -67.5
structural concrete ProFast Prime Concrete: Note 2 ’
OMG #12 Standard, OMG #14 Heavy
. . . ) Min. 0.5-inch SECUROCK Duty, OMG XHD, OMG #12 Roofgrip,
sci6g | Min- 22| ga., type B, Grade :V"”' 1.5-inch tht'f.k’ ok q | Uttralight Coated Glass-Mat OMG #14 Roofgrip or OMG #15 11 P | Sure-Weld / sure-weld BA -67.5
33 stee ayers, any combination, loose lai Roof Board Roofgrip with OMG 3 in. Galvalume 3
Steel Plate
Min. 22 ga., type B, Grade . . .
SC-169 33 steel or min. 2,500 psi | V- 1-5-inch thick, one or more Min. 1.5-inch StormBase Note 2 Lper | Sure-Weld /CAV-GRIPIIlAP or Sure- | ;¢
layers, any combination, loose laid 1.9ft Weld BA
structural concrete
Min. 22 ga., type B, Grade \ Lo
A R (Optional) One or more layers, any Min 2-inch ACFoam I, 1 per
SC-170 33 steel or min. 2,500 ps! A Y . . Note 2 Sure-Weld / Sure-Weld BA -75.0
n psl combination, loose laid InsulBase, SecurShield, ENRGY 3 ote 1.6 ft? ure-Weld / Sure-We
structural concrete
Min. 22 ga., type B, Grade . . .
SC171 | 33steelor min. 2,500 psi | (OPtional) One or more layers, any | Min 2-inch InsulBase, Note 2 Lper | Sure-Weld / CAV-GRIP 11l AP -75.0
combination, loose laid SecurShield 1.6 ft
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
Min. 22 ga., t.ype B, Grad.e (Optional) One or more layers, any Min. 2-inch SecurShield HD 1per | Sure-Weld / CAV-GRIP lll AP, LVOC BA
SC-172 33 steel or min. 2,500 psi L . . Note 2 N -75.0
combination, loose laid Composite 1.6 ft or Sure-Weld BA
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation
5C-173 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | or min. 0.375-inch DensDeck Fastening Plate 11 g ]ftrz Zl:;eu:/:-evlje/l dCQX GRIPIILAP, LVOCBA | 754
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade | i 4 o i thick, one or more Min 0.5-inch SECUROCK 1per | Sure-Weld / CAV-GRIP il AP or LVOC
SC-174 33 steel or min. 2,500 psi o . X Note 2 ) -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft BA
structural concrete
Min. 22 ga., type B, Grade |\ 4 o i1 b thick, one or more Min 0.5-inch SECUROCK 1per | Sure-Weld / CAV-GRIP Il AP or Sure-
SC-175 33 steel or min. 2,500 psi S . ) Note 2 2 -82.5
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft Weld BA
structural concrete
Min. 22 ga., type B, Grade . . .
SC176 | 33 steel or min. 2,500 psi | MM 1:5-inch thick, one or more. Min. 1.5-inch StormBase Note 2 1Per | g\ re-Weld / CAV-GRIP il AP -82.5
layers, any combination, loose laid 1.0ft
structural concrete
) ) ) ) Min. 0.5-inch SECUROCK ) ) )
SC-177 Min. 22 ga., type B, Grade Min. 1.5-inch th|c'k, qne or more. Ultralight Coated Glass-Mat HP Fastener with Insulation Fastening 1 per2 Sure-Weld / Sure-Weld BA 975
80 steel layers, any combination, loose laid Plate 1.0 ft
Roof Board
Min. 22 ga., type B, Grade . R .
sC178 | 33steel or min. 2,500 psi | MM 1:5-inch thick, one or more. Min. 1.5-inch StormBase Note 2 LPer | g re-Weld / Sure-Weld BA -97.5
layers, any combination, loose laid 1.0ft
structural concrete
Min. 20 ga., type B, Grade | (Optional) Min. 1.5-inch thick, one or |y g 655 inch securock lper | Sure-Weld/ CAV-GRIP IIl AP or Sure-
SC-179 33 steel or min. 2,500 psi more layers, any combination, loose i Note 2 ) -112.5
R Gypsum-Fiber Roof Board 1.3 ft Weld BA
structural concrete laid
SC-180 ?'\,/;:tsj i":.;‘:it\pEZBE;OGOragie Min. 2-inch thick, one or more layers, | Min. 0.5-inch SECUROCK Note 2 1 per Sure-Weld / CAV-GRIP Il AP or Sure- 1125
o P any combination, loose laid Gypsum-Fiber Roof Board 1.3ft2 | Weld BA ’
structural concrete
sc-181 2/|3| r;tezezl iz:-’stt::’cifr'a?rade \'\/\//“néeléj;lsrllci:ILnS:$12$13H:; 2(?;0':}; Min. 0.5-inch SecurShield HD Note 2 Lper | Sure-Weld/CAV-GRIPIIl AP orSure- |, , ¢
concrete i ! ! Plus or EcoStorm VSH 1.3ft2 | Weld BA or LVOC BA ’
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . . Steel: InsulFast with Insulation
SC-182 80 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, '(\:/IOI:‘] Zols?tceh SecurShield HD Fastening Plate 11:5:2 zl:rseu:,e\zl(ill\(lje/ldch GRIP I AP, LVOC BA -112.5
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 :
Min. 22 ga., type B, Grade . . . . . .
. 4 Min. 1.5-inch thick, one or more Min. 2-inch SecurShield HD 1 per Sure-Weld / CAV-GRIP IIl AP, LVOC BA
SC-183 33 steel or min. 2,500 psi L . . Note 2 ) -112.5
layers, any combination, loose laid Composite 1.0 ft or Sure-Weld BA
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

NEmoO | etc.e

structural concrete

ProFast Prime

System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote [
Min. 22 ga., type B, Grade .
SC-184 33 steel or min. 2,500 psi (Optl(?nal? One or more layers, any Min 2-inch SecurShield Note 2 p perz Sure-Weld / CAV-GRIP lll AP or Sure -120.0
combination, loose laid 1.0 ft Weld BA
structural concrete
Min. 22 ga., type B, Grade |\ . 4 o i1 b thick, one or more Min 0.5-inch SECUROCK 1per | Sure-Weld / CAV-GRIP Il AP or LVOC
SC-185 33 steel or min. 2,500 psi S . ) Note 2 2 -127.5
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0 ft BA
structural concrete
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation
SC-186 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield | min. 0.375-inch DensDeck Fastening Plate 11 (‘))?t'; (S)l:rseu:l!-e\/l\(lje/l dCQX GRIPIILAP, LVOCBA | 1575
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . R Steel: InsulFast with Insulation
Min. 2-inch | B 1 -Wel AV-GRIP Il AP -
sC-187 33 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, SeI:urSP:?:I y nsufBase or Fastening Plate . g ?trz \SA‘;;T | B: d/CAV-G orsure- | 1575
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2 ’
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, Steel: InsulFast with Insulation 1 per
SC-188 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, Min. 2-inch SecurShield Fastening Plate 1 (‘))ftl Sure-Weld / LVOC BA -127.5
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2 :
Min. 22 ga., type B, Grade . . .
SC-189 33 steel or min. 2,500 psi | M- 1-5-inch thick, one or more Min. 2-inch SecurShield Note 2 Lper | Sure-Weld / CAV-GRIPIIL AP or LVOC | 1 ¢
layers, any combination, loose laid 1.0 ft BA
structural concrete
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . . Steel: InsulFast with Insulation
SC-190 80 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, 2"0'2] Ziit'ZCh RCcUTagp!d HD Fastening Plate fé’fetrz (S)‘:rseu:’;/f/'\‘/’e/l dCQX GRIPILAP, LYOCBA | 1500
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 :
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ga., type B, Grade . . . Sure-Weld FleeceBACK / Flexible FAST
$C-191 33 steel or min. 2,500 psi (cgrfqtgl’::go?‘”foz;;zs layers, any gﬂe':drlsﬁi:;h InsulBase, Note 2 31 ;?trz or Flexible FAST DT (RIBBON, 12-inch | -45.0*
structural concrete ! : o.c.)
Min. 22 ga., type B, Grade . . . Sure-Weld FleeceBACK / Flexible FAST
SC-192 33 steel or min. 2,500 psi (C?)E:L‘?::lzoon”fo‘;rszzlrs layers, any gﬂel:urZSP:Tezclz InsulBase, Note 2 41 é’ ‘:trz or Flexible FAST DT (RIBBON, 12-inch | -45.0%
structural concrete y ’ o.c.)
Min. 22 ga., type B, Grade . . . . Sure-Weld FleeceBACK / Flexible FAST
5C-193 33 steel or min. 2,500 psi (cggqtl':l’::go?]”fozrsgzlrs IRGF-"Y 2/'0'2] Zols?tceh Securshield HD Note 2 41 g:trz or Flexible FAST DT (RIBBON, 12-inch | -45.0*
structural concrete ! P ’ o.c.)
Min. 22 ga., type B, Grade Min. 1.5-inch thick one or more Min 0.25-inch DensDeck Prime 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-194 33 steel or min. 2,500 psi Iaye.rs .any combin’ation loose laid or min. 0.375-inch DensDeck Note 2 ) gﬂz or Flexible FAST DT (RIBBON, 12-inch -45.0*

o.c.)

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-195 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 3 zpﬂz or Flexible FAST DT (FULL) or -30.0*
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-196 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 5 'a?ftz or Flexible FAST DT (FULL) or -30.0*
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate Sure-Weld FleeceBACK / Flexible FAST
; . Min. 1.5-inch InsulBase, hield, ; 1 .
$C-197 | 33 steel or min. 2,500 psi Iocl>:e Iasi d'”° nsulBase, SecurShield, | oo\ shield HD Plus or Concrete: HD 14-10, CD-10 or HP . g]ftrz or Flexible FAST DT (FULL) or -30.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’ HydroBond WB
Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga. B i i
n ga. type 4 Grad.e Min. 2-inch thick, one or more layers, | Min 0.5-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST «
SC-198 33 steel or min. 2,500 psi bination. | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 53 fi2 Flexible FAST DT (FULL -37.5
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . or Flexible ( )
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min. 0.5-inch SecurShield HD, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-199 33 steel or min. 2,500 psi la e.rs .an combin’ation loose laid SecurShield HD Plus or Note 2 ) 7pft2 or Flexible FAST DT (FULL) or -37.5*%
structural concrete Yers, any ! EcoStorm VSH : HydroBond WB
Min. 22 ga., type B, Grade . : . Sure-Weld FleeceBACK / Flexible FAST
SC-200 33 steel or min. 2,500 psi | (OPtional) One or more layers, any e, N Note 2 1per | Flexible FAST DT (FULL) or -45.0*
combination, loose laid SecurShield 4.0 ft
structural concrete HydroBond WB
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grad . . i i .
" £a. Ype , ara .e (Optional) One or more layers, any Min. 1.5-inch InsulBase, Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST "
SC-201 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N . -45.0
combination, loose laid SecurShield ) ; 3.2 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . Insulation Fastening Plate .
sC202 | 40steel or min. 2,500 psi | (OPtional) One ormore layers, any |y 4 o et insulBase Concrete: HD 14-10, CD-10 or HP Lper | Sure-Weld FleeceBACK / Flexible FAST |,
combination, loose laid B . 2.0ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 1-inch InsulBase, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-203 33 steel or min. 2,500 psi cogwbination loose laid Yers, any SecurShield or min. 1.5-inch Note 2 5 (')Oftz or Flexible FAST DT (FULL) or -45.0*
structural concrete ! SecurShield HD Composite ’ HydroBond WB
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 2-inch InsulBase, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-204 33 steel or min. 2,500 psi corr;bination loose laid yers, any SecurShield or SecurShield HD Note 2 4 gﬂz or Flexible FAST DT (FULL) or -45.0*
structural concrete 1 Composite ’ HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote [
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-205 33 steel or min. 2,500 psi Ia e.rs .an combin,ation loose laid min. 0.375-inch DensDeck Fastening Plate 4 (l)aftl or Flexible FAST DT (FULL) or -45.0*
structural concrete yers, any ! ProFast Prime Concrete: Note 2 ’ HydroBond WB
Min. 22 ga., type B, Grade . . . . : ;
SC-206 33 steel or min. 2,500 psi Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 45.0%
structural conc;'etle layers, any combination, loose laid Mat Roof Board 2.7 ft2 | or Flexible FAST DT (FULL) ’
Min. 22 ga. tvoe B. Grade Min. 0.4375-inch DEXcell
$C-207 33 s.teeliril"ni? 5 5;00 si Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST -45.0*
structural conc;'et’e s layers, any combination, loose laid inch DEXcell FA Glass Mat Roof 4.0 ft? or Flexible FAST DT (FULL) ’
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade |\ 1 thick, one or more layers, | Min 0.25-inch SECUROCK Insulation Fastening Plate 1per | Sure-Weld FleeceBACK / Flexible FAST
SC-208 33 steel or min. 2,500 psi bination. | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 322 Flexible FAST DT (FULL -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . or Flexible ( )
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B Grad.e Min. 2-inch thick, one or more layers, | Min 0.375-inch SECUROCK Insulation Fastening Plate 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-209 33 steel or min. 2,500 psi L . . Concrete: HD 14-10, CD-10 or HP N X -45.0*
any combination, loose laid Gypsum-Fiber Roof Board B . 4.0 ft or Flexible FAST DT (FULL)
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade | i 5 i ch thick, one or more layers, | Min 0.625-inch SECUROCK Insulation Fastening Plate lper | Sure-Weld FleeceBACK / Flexible FAST
SC-210 33 steel or min. 2,500 psi binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 53 fi2 Flexible FAST DT (FULL -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . or Flexible ( )
Insulation Fastening Plate
sC211 ?'\,/;:'ts; i?';::fif;;rade \'\//I\/lns.elclj,:lsr;,ciz|LnS:[lj?qaé)$’3H§r-§g;0|:F,; Min. 0.5-inch SecurShield HD Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 45.0*
concrete I ! ! Plus or EcoStorm VSH 4.0 ft? or Flexible FAST DT (FULL) '
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate Sure-Weld FleeceBACK / Flexible FAST
Min. 1.5- IB hiel 1
SC-212 33 steel or min. 2,500 psi Iog;e l:;dmCh ProulB RGN SecurShield HD Plus or Concrete: HD 14-10, CD-10 or HP 5 ;?_trz or Flexible FAST DT (FULL) or -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC ’ HydroBond WB
Fastening Plate
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min. 0.5-inch SecurShield HD, 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-213 33 steel or min. 2,500 psi I e'rs 'an combin’ation loose laid SecurShield HD Plus or Note 2 5 (')Oftz or Flexible FAST DT (FULL) or -45.0*
structural concrete Yers, any ! EcoStorm VSH : HydroBond WB
in. 0. -i DE .
Min. 22 ga. type B, Grade One or more lavers. an (hﬁ;eon?iziflgihard ::ilin 05- Steel: Carlisle HP-X Fastener with 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-214 80 steel or min. 2,500 psi . Vers, . ¥ . - Insulation Fastening Plate P or Flexible FAST DT (FULL) or _45.0
combination, loose laid inch DEXcell FA Glass Mat Roof ) 2.0 ft?
structural concrete Board Concrete: Note 2 HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
= (Note 17)
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-215 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 ;&2 or Flexible FAST DT (FULL) or -52.5
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Min. 22 ga., type B, Grade . . .
. . . . . Min. 0.4375-inch DEXcell 1 per Sure-Weld FleeceBACK / Flexible FAST
= . . 1.5- Note 2 -52.
SC-216 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Cement Roof Board ote 1.8 f2 or Flexible FAST DT (FULL) 52.5
structural concrete
Min. 22 ga., type B, Grade . . . Steel: InsulFast with Insulation Sure-Weld FleeceBACK / Flexible FAST
sc-217 | 33steel or min. 2,500psi | (OPtional) One ormore layers, any | Min. 2-inch InsulBase, Fastening Plate Lper | Flexible FAST DT (FULL) or -60.0
combination, loose laid SecurShield \ 2.0ft
structural concrete Concrete: Note 2 HydroBond WB
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Prime or 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-218 33 steel or min. 2,500 psi I e.rs .an combin;tion loose laid min. 0.375-inch DensDeck Note 2 1 6pft2 or Flexible FAST DT (FULL) or -60.0
structural concrete yers, any ! ProFast Prime ’ HydroBond WB
Min. 22 ga. type B, Grade One or more lavers. an ('tg:{eor;?izi?gihaZEz:ﬂin 0.5- Steel: Carlisle HP-X Fastener with 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-219 80 steel or min. 2,500 psi T more fayers, any ) ~ Insulation Fastening Plate p or Flexible FAST DT (FULL) or -60.0
combination, loose laid inch DEXcell FA Glass Mat Roof 1.3 ft2
structural concrete Board Concrete: Note 2 HydroBond WB
Steel: InsulFast with SecurFast
Min. 22 ga, type B, Grade | . 4 ¢ jooh thick, one or more Min 0.25-inch SECUROCK Insulation Fastening Plate 1per | Sure-Weld FleeceBACK / FAST DT or
SC-220 33 steel or min. 2,500 psi | binati | laid G Fiber Roof Board Concrete: HD 14-10, CD-10 or HP 1.0 f2 Flexible FAST DT (FULL -60.0
structural concrete ayers, any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast . exible ( )
Insulation Fastening Plate
Min. 22 ga. B Min. 1.5-inch InsulBase, HP-N or HP-
SC-221 33”;teel iar ,stt:/l?ciur’aclarade WInSecjr;Tlieldns:NR?$l3 or A(?Froam RIMRQ.5-incifisecurShield HD Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST -60.0
! ! Plus or EcoStorm VSH 1.8 ft2 | or Flexible FAST DT (FULL) ’
concrete Il
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-222 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 8pﬂ2 or Flexible FAST DT (FULL) or -67.5
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
Min. 22 ga., type B, Grade . Lo .
$C.223 33 steel or min. 2.500 psi (Optional) One or more layers, any Min 2-inch InsulBase, Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 75.0
T P combination, loose laid SecurShield 1.6 ft2 | orFlexible FAST DT (FULL) ’
structural concrete
Min. 22 ga., type B, Grad
sc-224 33”;teelii ;ni?EZ E;OOrasie (Optional) One or more layers, any Min. 2-inch SecurShield HD Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 750
o P combination, loose laid Composite 1.6 ft2 | orFlexible FAST DT (FULL) ’
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-225 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 gﬂz or Flexible FAST DT (FULL) or -75.0
structural concrete ProFast Prime Concrete: Note 2 ’ HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote l
sca26 g@’;tsj iar';mpzzo%'a‘:f Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST | __
structural conc.ret’e P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft2 | or Flexible FAST DT (FULL) ’
Min. 22 ga., type B, Grade ) ) ) .
A K Min. 1.5-inch thick, one or more . . 1 per Sure-Weld FleeceBACK / Flexible FAST
= . .5- Note 2 -75.
sc227 :ijzfjl;rcr:r::r:t’zoo Pt layers, any combination, loose laid Min 1.5-inch StormBase ot 1.9ft> | or Flexible FAST DT (FULL) 750
scaos ?'\g':t:ezl ii';ampez%o%ragf Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK W Lper | Sure-Weld FleeceBACK / Flexible FAST | oo
structural conc.retle P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft2 | or Flexible FAST DT (FULL) ’
. 1 per
Min. 22 ga., type B, Grade . . ) 2
SC-229 33 steel or min. 2,500 psi Min. 1.5-inch thl(.:k’ qne ormore . Min 1.5-inch StormBase Note 2 1'9Tt Sure-Weld FleeceBACK / Aqua Base -82.5
layers, any combination, loose laid (Carlisle | 120, HydroBond WB
structural concrete
A-27F)
Min. 22 ga., type B, Grade Steel: InsulFast Fastener and Insulation
: v 4 R Min. 1.5-inch thick, one or more . Fastening Plate or SecurFast Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
-2 33 steel . 2,500 ! .5-inch E VSH : -82.
5C-230 stee olr min. £,500 psi layers, any combination, loose laid 0.5-inch EcoStorm¥§ Fastening Plate 1.0ft2 | or Flexible FAST DT (FULL) 82.5
structural concrete Concrete: Note 2
sC-231 ?'\gl :tezgl iz:';‘:i»;pezio%ragie ﬁ?ﬁfﬁzagrzﬂ:n 1c50r|:tc>?n;2:gt Tgss:r Min. OQAGRNCIGECUROCK Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST |, ¢
e P e yers, any ’ Gypsum-Fiber Roof Board 1312 | or Flexible FAST DT (FULL) :
$C232 E';/ISIZt:SI iar';:i\:]piBéo%ragie Min. 2-inch thick, one or more layers, | Min. 0.5-inch SECUROCK Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 1125
structural conc.ret,e P any combination, loose laid Gypsum-Fiber Roof Board 1.3ft2 | or Flexible FAST DT (FULL) ’
sC-233 ?'\,/;:tgezl iz:';ttyfcetfr'a(l;rade \'\//Ivlnéeléj;lsr;mciz|1inslzurll?<aé$’3H:r_ xg;og:; Mgy ch Securshield HD Note 2 Lper | Sure-Weld FleeceBACK / Flexible FAST |, ¢
concrete I ! ! Plus or EcoStorm VSH 1.3 ft2 | orFlexible FAST DT (FULL) ’
in. . i in. 1-i Steel: InsulFast with Insulation
Min. 22 ga., type B, Grad.e (Optlonél) Min. 1-igghy InsuI.Base, Min. 2-inch SecurShield HD . Y w uiat 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-234 80 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, . Fastening Plate ) X -112.5
. Composite 1.3ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation .
R 1 - B
SC-235 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield min. 0.375-inch DensDeck Fastening Plate 1 g:trz Sw;:el Ws:d :,lAeS?I'ceDTA((IELKJ I{LI):Iexmle FAST -127.5
structural concrete ProFast Prime Concrete: Note 2 : or Flexible
in. . i in. 1-i Steel: InsulFast with Insulati
Min. 22 ga., type B Grad'e (Optlona.ll) i, InsuI.Base, Min. 2-inch InsulBase or ee 'nsu ast with Insuiation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-236 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, R Fastening Plate ) X -127.5
X SecurShield 1.0 ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
Min. 22 ga., type B, Grade . .
! . (Optional) One or more layers, any s . 1 per Sure-Weld FleeceBACK / Flexible FAST
- . - Note 2 - .
sc237 jt?,rjzfjrl’a(l)z;::reifoo > combination, loose laid Min 2-inch SecurShield ot 1.0ft> | or Flexible FAST DT (FULL) 1350
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

NEmoO | etc.e

structural concrete

EcoStorm VSH

System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote [
Min. 22 ga., type B, Grade . . . .
h R Min. 1.5-inch thick, one or more . . 1 per Sure-Weld FleeceBACK / Flexible FAST
- . . 1.5- Note 2 - .
SC-238 :ta;jzfjlaolrc?r::rezt’soo Pl layers, any combination, loose laid Min. 1.5-inch StormBase ot 1.0ft2 | or Flexible FAST DT (FULL) 135.0
$C-239 gﬂolr;'t:; g;;ntq\i/sez&sg(;adj Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 1 per Sure-Weld FleeceBACK / Flexible FAST 1350
structural concr'et"e P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0 ft* | or Flexible FAST DT (FULL) ’
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more iteilz I_nsu:’Flatst Fas.stenerFan;iIlnsullatt.ion 1 per Sure-Weld FleeceBACK (min. 60-mil) /
SC-240 | 80 steel or min. 2,500 psi . e : 0.5-inch EcoStorm VSH Y erasgetaten P Flexible FAST or Flexible FAST DT -135.0
layers, any combination, loose laid Fastening Plate 1.0 ft?
structural concrete Concrete: Note 2 (FULL)
Min. 22 ga., type B, Grad.e (Opt|onz?1I) Min. 1-inch InsuI.Base, Min. 2.5-inch SecurShield HD Steel: l‘nsuIFast with Insulation 1 per Sure-Weld FleeceBACK / Flexible FAST
SC-241 80 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, . Fastening Plate 2 . -150.0
. Composite 1.0 ft or Flexible FAST DT (FULL)
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2
SC242 ?’\,/‘l’lr;'t::l gozi.;ntﬁpezBéO%ratsiie (Optional) One or more layers, any Min. 2-inch SecurShield HD N o2 1 per Sure-Weld FleeceBACK / Flexible FAST 1575
T P combination, loose laid Composite 1.0 ft? DT (FULL) ’
structural concrete
SURE-WELD SAT MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade . . .
SC-243 | 33steelormin. 2,500 psi | M- 1.3inch thick, one or more Min. 2-inch Insulfoam SP Note 2 1Per | Sure-Weld SAT, self-adhered -30.0*
layers, any combination, loose laid 2.7 ft
structural concrete
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-244 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 3 2pft2 Sure-Weld SAT, self-adhered -30.0*
structural concrete ProFast Prime Concrete: Note 2 ’
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-245 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 5 ;ﬂz Sure-Weld SAT, self-adhered -30.0*
structural concrete ProFast Prime Concrete: Note 2 :
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate
Min. 1.5-inch B 1
$C-246 | 33 steel or min. 2,500 psi |o¢|>2e la‘r; d'”° InsulBase, Securshield, | .., shield HD Plus or Concrete: HD 14-10, CD-10 or HP . gf_trz Sure-Weld SAT, self-adhered -30.0%
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC )
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . . .
sC.247 33 steel or min. 2,500 psi Min. 1.5-inch th|<?k, qne or more' Min 0.25 |.nch SECUROCK Note 2 1 per2 Sure-Weld SAT, self-adhered 37.5%
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft
structural concrete
Min. 22 ga., type B, Grade . . ) Min. 0.5-inch SecurShield HD,
sc-248 | 33steelormin. 2,500 psi | M- 1:3-inch thick one or more Securshield HD Plus or Note 2 1Per | Sure-Weld SAT, self-adhered -37.5*
layers, any combination, loose laid 2.7 ft
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:a(l:l; (Note 15) (psf)
ote !
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . . . Insulation Fastening Plate
) ) Min. 2-inch thick, I , | Min 0.5-inch SECUROCK 1
SC-249 33 steel or min. 2,500 psi n mbc, t,lc Ione 0: r.r:jore ayers G n I:.cb Roof Board Concrete: HD 14-10, CD-10 or HP 5 ;:2 Sure-Weld SAT, self-adhered -37.5*%
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast )
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . Steel: InsulFast with Insulation
$C-250 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase, SecurShield ';’:;22625 inch DensDeck Fastening Plate 51 3" ]ftrz Sure-Weld SAT, self-adhered 37.5%
structural concrete Concrete: Note 2 .
Min. 22 ga., type B, Grade . . .
; ) Min. 1.5-inch thick, ) ) 1
SC-251 33 steel or min. 2,500 psi in. 1.5-inch t K? o.ne ormore . Min. 2-inch Insulfoam SP Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid 2.0 ft
structural concrete
Min. 0.25-inch DensDeck Prime
Min. 22 ga., type B, Grade . . . or SECUROCK Gypsum-Fiber
; ) Min. 1.5-inch thick, h : 1
SC-252 33 steel or min. 2,500 psi in. 1.5-inch t |c. qne or more . Roof Board or min. 0.375-inch Note 2 perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid ) . 2.0 ft
structural concrete DensDeck ProFast Prime or min.
1.5-inch StormBase
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per
SC-253 33 steel or min. 2,500 psi " o . min. 0.375-inch DensDeck Fastening Plate p N Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid : 4.0 ft
structural concrete ProFast Prime Concrete: Note 2
Min. 22 ga., type B, Grade . R . . .
sC-254 | 33steelor min. 2,500psi | M- 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Glass | . 1Per | g\ re-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Mat Roof Board 2.7 ft
structural concrete
Min. 0.4375-inch DEXcell
Min. 22 ga., type B, Grade . . . .
. R Min. 1.5-inch thick, one or more Cement Roof Board or min. 0.5- 1 per
-2 33 steel . 2,500 ! N 2 -Weld SAT, self-adh -45.0*
5C-255 steetormin. &, Pl layers, any combination, loose laid inch DEXcell FA Glass Mat Roof ote 4.0 ft? Sure-Weld SAT, self-adhered >0
structural concrete
Board
Min. 22 ga., type B, Grade . . . . .
SC-256 33 steel or min. 2,500 psi | V- 1:3-inch thick, one or more Min 0.25-inch SECUROCK Note 2 LPer | g ire-Weld SAT, self-adhered 45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.0ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . . . Insulation Fastening Plate
. 2- .25- E 1
sc257 | 33steelormin. 2,500psi | M2 '“bc_h t:'Ck' |°”e °: ’T;°re layers, g"'” 0-25 F'_':h f{ CLf’ EOC'; Concrete: HD 14-10, CD-10 or HP s pr_trz Sure-Weld SAT, self-adhered -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . ) . . . Insulation Fastening Plate
sC-258 | 33steelor min. 2,500 psi | N 2-inch thick, one or more layers, | Min 0.375-inch SECUROCK Concrete: HD 14-10, CD-10 or HP 1per | s ire-Weld SAT, self-adhered -45.0%
any combination, loose laid Gypsum-Fiber Roof Board ) . 4.0 ft
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:a(l:l; (Note 15) (psf)
ote !
Min. 22 ga., type B, Grade . . . . .
SC-259 33 steel or min. 2,500 psi Min. 1.5-inch thl(.:k' qne ormore ) Min 0.50 |.nch SECUROCK Note 2 p perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 3.2 ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . ) . . . Insulation Fastening Plate
$C-260 33 steel or min. 2,500 psi | M- 2 '"bc_h t?_'Ck' l""e OT 'T;ore layers, g"'” O'Gzi,t')"ChRSE?éROCdK Concrete: HD 14-10, CD-10 or HP 51 apftrz Sure-Weld SAT, self-adhered -45.0*
structural concrete any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . . .
sc261 | 33steel or min. 2,500 psi | Min- 1:5-inch thick, one or more. Min 0.625-inch SECUROCK Note 2 1Per | s re-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid Gypsum-Fiber Roof Board 4.0 ft
structural concrete
Min. 22 ga., type B, Grade . . .
SC-262 33 steel or min. 2,500 psi | (OPtional) One or more layers, any Min. L-inch InsulBase, Note 2 LPer | g ire-Weld SAT, self-adhered 45.0*
combination, loose laid SecurShield 2.0 ft
structural concrete
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . Insulation Fastening Plate
) ) I I , Min. 1.5-inch InsulBase, 1
5C-263 33 steel or min. 2,500 psi (o”t'bc.’”at? O”f or m|°,r§ ayers, any . n sr?' 'Tdc NSUEIN Concrete: HD 14-10, CD-10 or HP 3 ;?trz Sure-Weld SAT, self-adhered -45.0*
structural concrete combination, loose fal ecurshie Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . 4 . Insulation Fastening Plate
sC264 | 40steel or min. 2,500 psi | (OPtional) One ormore layers, any | Min. 1.5-inch InsulBase, Concrete: HD 14-10, CD-10 or HP LPer | g ire-Weld SAT, self-adhered -45.0
combination, loose laid SecurShield B . 2.0 ft
structural concrete Concrete Spike (1/4) with SecurFast
Insulation Fastening Plate
Min. 22 ga., type B, Grade . . . .
sC265 | 33steel or min. 2,500 psi | (OPtional) One ormore layers, any | Min. 1.5-inch SecurShield HD Note 2 LPer | g ure-Weld SAT, self-adhered -45.0
combination, loose laid Composite 2.0 ft
structural concrete
Min. 22 ga., type B, Grade . . .
SC-266 33 steel ormin. 2,500 psi | \0Ptional) One or more layers, any Min. 2-inch InsulBase, Note 2 1Per | g\ re-Weld SAT, self-adhered 45.0*
combination, loose laid SecurShield 4.0 ft
structural concrete
Min. 22 ga., type B, Grade . . . .
SC-267 | 33steel ormin. 2,500 psi | (oPtonal) One ormore layers, any | Min. Z-inch SecurShield HD Note 2 LPer | g ire-Weld SAT, self-adhered -45.0*
combination, loose laid Composite 4.0 ft
structural concrete
Steel: InsulFast with ACCUTRAC
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD, Fastening Plate
5C-268 | 33 steel or min. 2,500 psi :\:(')’;e 1|a5| d'“Ch InsulBase, SecurShield, | co ., rshield HD Plus or Concrete: HD 14-10, CD-10 or HP 21 PO, | sure-Weld AT, self-adhered -45.0*
structural concrete EcoStorm VSH Concrete Spike (1/4) with ACCUTRAC :
Fastening Plate
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
Min. 22 ga., type B, Grade . . . Min. 0.5-inch SecurShield HD,
SC-269 33 steel or min. 2,500 psi Min. 1.5-inch thl(.:k' qne ormore ) SecurShield HD Plus or Note 2 p perz Sure-Weld SAT, self-adhered -45.0*
layers, any combination, loose laid 2.0 ft
structural concrete EcoStorm VSH
. Min. 0.4375-inch DEXcell
Min. 22 ga. type B, Grade One or more lavers. an Cement Roof Board or min. 0.5- Steel: Carlisle HP-X Fastener with 1 per
$C-270 80 steel or min. 2,500 psi T more fayers, any . “ 22" | Insulation Fastening Plate p Sure-Weld SAT, self-adhered -45.0
combination, loose laid inch DEXcell FA Glass Mat Roof 2.0 ft2
structural concrete Concrete: Note 2
Board
Min. 22 ga., type B, Grade Min. 0.25-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-271 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 gﬁz Sure-Weld SAT, self-adhered -52.5
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade (Optional) Min. 1.5-inch thick, one or . R
; ) L Min. 2-inch InsulBase, 1
SC-272 33 steel or min. 2,500 psi more layers, any combination, loose Selcr‘urSP:?:Id nsulbase Note 2 1 g?trz Sure-Weld SAT, self-adhered -60.0
structural concrete laid ’
Min. 22 ga., type B, Grade . . . Steel: InsulFast with Insulation
sc273 | 33steelor min.2,500psi | (OPtional) One or more layers, any | Min. 2-inch InsulBase or Fastening Plate LPer | g ire-Weld SAT, self-adhered -60.0
combination, loose laid SecurShield . 2.0ft
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, HP-N or HP- . . .
Min. 0.5-inch Id HD 1
SC-274 | 33 steel or structural W, SecurShield, ENRGY 3 or ACFoam P|U; :ri clzgtosr;ct\:/rss:ne d Note 2 . gf_trz Sure-Weld SAT, self-adhered -60.0
concrete 1] :
Min. 22 ga., type B, Grade . . ) Min 0.5-inch DensDeck Prime or
sc275 | 33steel or min. 2,500 psi | Min- 1:5-inch thick, one or more min. 0.375-inch DensDeck Note 2 LPer | g ire-Weld SAT, self-adhered -60.0
layers, any combination, loose laid . 1.6 ft
structural concrete ProFast Prime
. Min. 0.4375-inch DEXcell
Min. 22 ga. type B, Grade One or more lavers, an Cement Roof Board or min. 0.5- Steel: Carlisle HP-X Fastener with 1 per
SC-276 80 steel or min. 2,500 psi L Vers, ) ¥ . S Insulation Fastening Plate p Sure-Weld SAT, self-adhered -60.0
combination, loose laid inch DEXcell FA Glass Mat Roof 1.3 ft2
structural concrete Concrete: Note 2
Board
Steel: InsulFast with SecurFast
Min. 22 ga., type B, Grade . . . . . Insulation Fastening Plate
Min. 1.5- K, M .25-inch SECUROCK 1
SC277 | 33steelormin.2,500psi | ' >-inch tht'f. & | v 0 SF'.': f{ CL: BOC § Concrete: HD 14-10, CD-10 or HP Log | sure-Weld SAT, self-adhered -60.0
structural concrete ayers, any combination, loose lai ypsum-Fiber Roof Boar Concrete Spike (1/4) with SecurFast .
Insulation Fastening Plate
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-278 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 g:)ftl Sure-Weld SAT, self-adhered -67.5
structural concrete ProFast Prime Concrete: Note 2 ’
Min. 22 ga., type B, Grade . s
2- B. 1
5C-279 | 33steel or min. 2,500 psi | (oPtional) One ormore fayers, any | Min 2-inch InsulBase, Note 2 PET | Sure-Weld SAT, self-adhered -75.0
combination, loose laid SecurShield 1.6 ft
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
Min. 22 ga., type B, Grade . . . .
SC-280 33 steel or min. 2,500 psi (Optl(?nal? One or m°.re layers, any Min. 2 |r.1ch Securshield HD Note 2 p perz Sure-Weld SAT, self-adhered -75.0
combination, loose laid Composite 1.6 ft
structural concrete
Min. 22 ga., type B, Grade Min. 0.5-inch DensDeck Prime Steel: InsulFast with Insulation 1 per
SC-281 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield or min. 0.375-inch DensDeck Fastening Plate 1 6pft2 Sure-Weld SAT, self-adhered -75.0
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade . . . . .
SC-282 33 steel or min. 2,500 psi Min. 1.5-inch thl(.:k’ qne ormore ) Min 0.5 |th SECUROCK Note 2 ! perz Sure-Weld SAT, self-adhered -82.5
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft
structural concrete
Min. 20 ga., type B, Grade (Optional) Min. 1.5-inch thick, one or . .
Min. 0.625-inch SECUROCK 1
SC-283 33 steel or min. 2,500 psi more layers, any combination, loose G msu.?r:—FsiblzrcRcfofCI;Joaorcci Note 2 1 ;?trz Sure-Weld SAT, self-adhered -112.5
structural concrete laid P ’
Min. 18 ga., type B, Grade . . . . .
sC-284 | 33steelor min. 2,500 psi | in- 2-inch thick, one or more fayers, | Min. 0.5-inch SECUROCK Note 2 1Per | g ire-Weld SAT, self-adhered 1125
any combination, loose laid Gypsum-Fiber Roof Board 1.3ft
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch InsulBase, HP-N or HP- . . .
SC-285 33 steel or structural W, SecurShield, ENRGY 3 or ACFoam m:}?:r'iézgrosr?t\];ssgleld R Note 2 11;:2 Sure-Weld SAT, self-adhered -112.5
concrete 1] ’
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . . Y Steel: InsulFast with Insulation
SC-286 | 80steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, 2"0'2] Zo'sri'tceh K HD Fastening Plate 11 Spfetrz Sure-Weld SAT, self-adhered 1125
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 ’
Min. 22 ga., type B, Grade .
SC-287 33 steel or min. 2,500 psi (cgrp:llaci)::goinfoz;:lzli's layers, any Min 2-inch SecurShield Note 2 11(??-;2 Sure-Weld SAT, self-adhered -120.0
structural concrete ! ’
Min. 22 ga., type B, Grade . R . . .
sC-288 | 33steel or min. 2,500psi | M- 1:5-inch thick, one or more. "W 0.5-inch SECUROCK Note 2 LPer | g\ re-Weld SAT, self-adhered 1275
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0ft
structural concrete
Min. 22 ga., type B, Grade Min 0.5-inch DensDeck Prime or | Steel: InsulFast with Insulation 1 per
SC-289 33 steel or min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield min. 0.375-inch DensDeck Fastening Plate 1 gﬂz Sure-Weld SAT, self-adhered -127.5
structural concrete ProFast Prime Concrete: Note 2 :
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, Min. 2-inch InsulBase or Steel: InsulFast with Insulation 1 per
SC-290 33 steel or min. 2,500 psi SecurShield, ENRGY 3, Polyiso HP-N, SeCL;rShieId Fastening Plate 1 gﬂz Sure-Weld SAT, self-adhered -127.5
structural concrete ACFoam Il or Polyiso HP-W Concrete: Note 2 ’
Min. 22 ga., type B, Grade . . .
sc-291 | 33steel or min. 2,500psi | M- 1:5-inch thick, one or more Min. 2-inch SecurShield Note 2 LPEr | g ire-Weld SAT, self-adhered -127.5
layers, any combination, loose laid 1.0 ft
structural concrete
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NEmoO | etc.e
TABLE 2€: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) o0R RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
= (Note 17)
Min. 22 ga., type B, Grade (Optional) Min. 1-inch InsulBase, . ) . Steel: InsulFast with Insulation
5C-292 80 steel or min. 2,500 psi | SecurShield, ENRGY 3, Polyiso HP-N, 2/'0'2] Ziit'zd‘ Securshield HD Fastening Plate 11 é’ ]ftrz Sure-Weld SAT, self-adhered -150.0
structural concrete ACFoam Il or Polyiso HP-W P Concrete: Note 2 ’
SURE-WELD FLEECEBACK RL APPLICATIONS:
. Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . . .
; . (Optional) One or more layers, any . . Fastening Plate or SecurFast Insulation 1 per
-2 33 steel or min. 2,500 psi ! Min. 2-inch InsulBase RL ) re-Weld Fl BACK RL -45.0*
SE2RE) | ! P combination, loose laid : inch Insulbase Fastening Plate 4.0 ft? Sure-Weld FleeceBAC >0
structural concrete Concrete: Note 2
. Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . ) . ) )
. R Min., 1.5-inch InsulBase, SecurShield, . . . Fastening Plate or SecurFast Insulation 1 per "
SC-294 33 steel or min. 2,500 psi loose-laid Min. 0.5-inch SecurShield HD RL Fastening Plate 202 Sure-Weld FleeceBACK RL -45.0
structural concrete Concrete: Note 2
. Steel: InsulFast with Insulation
Min. 22 ga., type B, Grade . A .
; . (Optional) One or more layers, any . . Fastening Plate or SecurFast Insulation 1 per
-2 33 steel or min. 2,500 psi ! Min. 2-inch InsulBase RL ) re-Weld Fl BACK RL -75.
S8 | ! P combination, loose laid : inch Insulbase Fastening Plate 1.6 ft? Sure-Weld FleeceBAC >0
structural concrete Concrete: Note 2

TABLE 2F: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Top Insulation Layer e e
System Deck Base Insulation Layer (Note 15) MDP
No. (Note 1) Note 13, Note 17 (psf)
{ ) Type Fastener (Note 2, Note 11) Attach Base Ply Top Ply
(Note 17)
SURE-WELD AFX MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade . . . Min. 0.5-inch DensDeck Steel: InsulFast with Insulation Sure-Weld AFX /
SC-296 33 steel or min. 2,500 psi :\:Ir;'rsl'zr:nf:::l::;ﬁr;i OI;cTsc:Ie;id Prime or min. 0.375-inch Fastening Plate 11;):2 tS:::r:\_/IaB gﬁzg or 12076 / C-MCA or hot -67.5
structural concrete yers, any ! DensDeck ProFast Prime Concrete: Note 2 ’ PP asphalt
Min. 22 ga., type B, Grade . . ) Min. 0.5-inch DensDeck Steel: InsulFast with Insulation Sure-Weld AFX /
$C-297 33 steel or min. 2,500 psi :\:”;r ::: n'”ccr;:k';:a :’;‘; "ILC':;‘:EI 4 | Primeor min. 0.375-inch | Fastening Plate 115?{2 f::;:\_": 9ﬁl§ or 12076 / CMCA or hot -75.0
structural concrete Yers, any < DensDeck ProFast Prime Concrete: Note 2 ’ PP asphalt
in. 22 ga. B, Sure-Weld AFX
Min. 22 ga., type 4 Gradg Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK 1 per SureMB 90TG or 120TG / ure-we /
SC-298 33 steel or min. 2,500 psi TN . . Note 2 ) X C-MCA or hot -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft torch-applied
structural concrete asphalt
in. 22 ga. B . . . . . : i i Sure-Weld AFX
Min. 22 ga., type B, Grade | .9 5 inch thick, one or more | Min. 0.5-inch SECUROCK | Steel: InsulFastwith Insulation | 9 o | |\ a8 90TG or 120TG / ! /
SC-299 33 steel or min. 2,500 psi S ) ) Fastening Plate 2 . C-MCA or hot -120.0
layers, any combination, loose laid Gypsum-Fiber Roof Board . 1.0 ft torch-applied
structural concrete Concrete: Note 2 asphalt
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
RHINOBOND SYSTEMS:
Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
in. . in. 1.5-i i 1 per 8.0 ft2
SC-300 gmgr:;eggo’ :Z:; :\a/"r;rsl ir:nf:r;:;i:;?igior more PH3 and RhinoBond Plate-TPO or RhinoBond pN &7 welded with RhinoBond tool per -45.0*
! yers, any Treadsafe Plate-TPO (Note 17) manufacturer’s instructions.
. 1 per 5.3 ft2 . .
Min. 22 ga. type Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-301 - £< 83, 1yp ’ Y e | PH3 and RhinoBond Plate-TPO or RhinoBond (6 parts per 4 x 8 ft board) welded with RhinoBond tool per -45.0
B, Grade 33 steel any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; ;o .
— Treadsafe Plate-TPO Note B manufacturer’s instructions.
Min. 22 ga., type B,
Grade:‘lilflt;e:_{'s7Nﬂ Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-302 Span’,, - ’ L Yers, PH3 and RhinoBond Plate-TPO or RhinoBond P N EXTRA induction welded with RhinoBond tool -52.5
24,6” o.c. Side any combination. Note C. (2 x 2 ft grid pattern) : -
laps HILTI S-SLC 01 Treadsafe Plate-TPO per manufacturer’s instructions.
M HWH, 24” o.c.
Min. 22 ga., type B,
Grade;?é"steelli,dz ft Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 f2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-303 span, ” pucdie ' Y Yers, PH3 and RhinoBond Plate-TPO or RhinoBond P o EXTRA induction welded with RhinoBond tool -52.5
welds, 6” o.c. Side | any combination. Note C. (2 x 2 ft grid pattern) . -
laps ITW HWH #12 - Treadsafe Plate-TPO per manufacturer’s instructions.
Teks 1, 24” o.c.
. 1 per 4.0 ft? . .
Min. 22 ga.. type Min. 1-inch thick. one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-304 - &4 Ba. VP : o Ye™ | PH3 and RhinoBond Plate-TPO or RhinoBond (8 parts per 4 x 8 ft board) welded with RhinoBond tool per -52.5
B, Grade 33 steel | any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; ) )
Treadsafe Plate-TPO Note B manufacturer’s instructions.
Min. 22 ga., type
B, Grade 40 Min. 1.5-inch thick. one or more Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft2 Sure-Weld (minimum 60-mil) or Sure-Weld
SC-305 steel; 6 ft spans; la e.rs .an combin’ation PH3 and RhinoBond Plate-TPO or RhinoBond @2x2ft d ttern) EXTRA induction welded with RhinoBond tool -52.5
5/8” puddle Yers, any Treadsafe Plate-TPO X grid pattern per manufacturer’s instructions.
welds 6” o.c.
. . . . Carlisle HP-X Fastener or Dekfast DF-#15- ) Sure-Weld (minimum 60-mil) or Sure-Weld
SC-306 Min. 22 ga., type | Min. 1.5-inch th|c'k, qne o9 °'S PH3 and RhinoBond Plate-TPO or RhinoBond 1per3.2ft EXTRA induction welded with RhinoBond tool -52.5
B, Grade 33 steel | layers, any combination. Note C. (10 parts per 4 x 8 ft board) , . .
N Treadsafe Plate-TPO per manufacturer’s instructions.
. 1 per 4.0 ft? . .
Min. 22 ea. tvoe | Min. 1-inch thick one or more lavers Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-307 <2< 83, yp ’ L Yers, PH3 and RhinoBond Plate-TPO or RhinoBond (8 parts per 4 x 8 ft board) welded with RhinoBond tool per -60.0
B, Grade 80 steel any combination. Note A. Per FM Loss Prevention Data Sheet 1-29; . .
~7T = Treadsafe Plate-TPO Note B manufacturer’s instructions.
. . . . Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
.22 ga. . 1.5- . . 7 ft? . . . )
SC-308 Min ga, type | Min, 1.5-inch th"?k’ qne “agore PH3 and RhinoBond Plate-TPO or RhinoBond 1per2.7ft EXTRA induction welded with RhinoBond tool -67.5
B, Grade 33 steel | layers, any combination. Note C. (12 parts per 4 x 8 ft board) . .
Treadsafe Plate-TPO per manufacturer’s instructions.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga. tvoe | Min. 1.5-inch thick. one o more Carlisle HP-X Fastener or Dekfast DF-#15- 1 per 2.0 ft? Sure-Weld or Sure-Weld EXTRA induction
SC-309 ‘o< 83, yp " - PH3 and RhinoBond Plate-TPO or RhinoBond (16 parts per 4 x 8 ft board) welded with RhinoBond tool per -97.5
B, Grade 33 steel | layers, any combination. Note C. . ) .
Treadsafe Plate-TPO Per FM Loss Prevention Data Sheet 1-29 manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-310 - £« 83, 1yp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 18-inch o.c. in rows 60-inch o.c. EXTRA induction welded with RhinoBond tool -30.0
B, Grade 80 steel . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-311 - <83, byp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 120-inch o.c. EXTRA induction welded with RhinoBond tool -30.0
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga.. tvpe Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-312 - o< 83, 1YP layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 120-inch o.c. welded with RhinoBond tool per -37.5
B, Grade 80 steel . .
attached Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-313 - 83, byp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 60-inch o.c. welded with RhinoBond tool per -37.5
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-314 - o< 83, 1YP layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 12-inch o.c. in rows 60-inch o.c. EXTRA induction welded with RhinoBond tool -45.0
B, Grade 80 steel . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ga.. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld (minimum 60-mil) or Sure-Weld
SC-315 - 83, byp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 120-inch o.c. EXTRA induction welded with RhinoBond tool -52.5
B, Grade 80 steel , . .
attached Treadsafe Plate-TPO per manufacturer’s instructions.
Min. 22 ea. type Min. 1.5-inch thick, one or more Carlisle HP-X Fastener or Dekfast DF-#15- Sure-Weld or Sure-Weld EXTRA induction
SC-316 < £< 83, 1yp layers, any combination, preliminarily | PH3 and RhinoBond Plate-TPO or RhinoBond 6-inch o.c. in rows 60-inch o.c. welded with RhinoBond tool per -67.5
B, Grade 80 steel ) .
attached Treadsafe Plate-TPO manufacturer’s instructions.
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft?
sC.317 Min. 22 ga., type Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction 45.0
B, Grade 33 steel | any combination. Note A. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Per FM Loss Prevention Data Sheet 1-29; | welded with SFS isoweld® 3000 stand-up tool. ’
Note B
Min. 22 ga., type B,
Grade 33 steel, 7 ft s .
, Sure-Weld 60-mil) or Sure-Weld
span, HILTIX-HSN | Min. 1-inch thick, one or more layers, | Dekfast DF-#15-PH3 with Carlisle isoweld 1per 4.0 ft? ure-Weld {minimum 60-mil) or Sure-Weld
SC-318 " ) L R X EXTRA induction welded with SFS isoweld -52.5
24,6” o.c. Side any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (2 x 2 ft grid pattern)
laps HILTI S-SLC 01 3000 stand-up tool.
M HWH, 24” o.c.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer Roof Cover (Note 158 MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density sf
Min. 22 ga., type B,
Grade 33 steel, 7 ft _ . i _
$C-319 span, 5/8” puddle Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? :;‘rreF{leilc‘lju(crEl:rlln\:/L:erl]:j:g \;:'tlr)] ELSSL;;:WVZEg 525
welds, 6” o.c. Side | any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (2 x 2 ft grid pattern) '
laps ITW HWH #12 3000 stand-up tool.
Teks 1, 24” o.c.
1 per 4.0 ft?
$C-320 Min. 22 ga., type | Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with Carlisle isoweld (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction 525
B, Grade 33 steel | any combination. Note A. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Per FM Loss Prevention Data Sheet 1-29; | welded with SFS isoweld® 3000 stand-up tool. ’
Note B
Min. 22 ga., type
B, Grade 40 Min. 1.5-inch thick, one or more Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? Sure-Weld (mlnlmum So-m.ll) or Sl{re-WeId
S steel; 6 ft spans; layers, any combination TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (2 x 2 ft grid pattern) EXTRA induction welded with SFS isoweld® 525
5/8” puddle Yers, any ’ X grid pattern 3000 stand-up tool.
welds 6” o.c.
$C-322 Min. 22 ga., type | One or more layers, any combination, Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA induction 525
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 2x3-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. '
Min. 22 ga., type | One or more layers, any combination, Carlisle InsuIFAST FasFene.rs or SFoYQgkfast 1 per 6 ft2 Sure-Weld or Sure-Weld EXTRA induction
S B, Grade 80 steel | min. 1.5-inch DF-#12-PH3 with Carlisic{goweldgsPOR(ate 2x3-ft grid, st d welded with SFS isoweld® 3000 stand-up tool 525
’ T or SFS isoweld F1-P-6.8-TPO Plate x3-TLgrid, staggere p tool.
sC.324 Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 4.0 ft? Sure-Weld or Sure-Weld EXTRA induction -60.0
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 2x2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. ’
Min. 22 ga., type | One or more layers, any combination, Carlisle InsuIFAST FasFenEfrs or SFS Dekfast 1per4.0ft Sure-Weld or Sure-Weld EXTRA induction
5C-325 B, Grade 80 steel | min. 1.5-inch DREEGD A N Grlisiglsoweld TPO Plate 2x2-ft grid, st d welded with SFS isoweld® 3000 stand-up tool -60.0
g o or SFS isoweld F1-P-6.8-TPO Plate xe-ftgrid, staggere p oot
$C-326 Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 3.0 ft2 Sure-Weld or Sure-Weld EXTRA induction 825
B, Grade 40 steel | min. 1.5-inch TPO Plate or SFS isoweld F1-P-6.8-TPO Plate 1.5 x 2-ft grid, staggered welded with SFS isoweld® 3000 stand-up tool. '
Min. 22 ga., type | One or more layers, any combination, Carlisle InSUIFAST FasFengr or SFS Dekfast 1 per 3.0 ft2 Sure-Weld or Sure-Weld EXTRA induction
SC-327 B. Grade 80 steel | min. 1.5-inch DF-#12-PH3 with Carlisle isoweld TPO Plate 1.5 x 2-ft grid. st g welded with SFS isoweld® 3000 stand-up tool -82.5
’ T or SFS isoweld F1-P-6.8-TPO Plate - X 2-tgrid, staggere p tool.
1 per 2.25 ft?
Sure-Weld or Sure-Weld EXTRA bonded to SFS
Min. 22 ga., type | Min. 1.5-inch thick, 4x8 ft dimension, | Dekfast DF-#15-PH3 with Carlisle isoweld 1.5 x 1.5-ft grid oure-THEI] or sure-ie’d =7 A bondea 1o
SC-328 . . isoweld® TPO Plate with SFS isoweld® 3000 -97.5
B, Grade 80 steel | one or more layers, any combination TPO Plate or SFS isoweld F1-P-6.8-TPO Plate (first row of fasteners spaced 0.5 ft from stand-up tool
long edges and 1 ft from the short edge) P ’
2
$C-329 Min. 22 ga., type Min. 1.5-inch thick, one or more Dekfast DF-#15-PH3 with Carlisle isoweld (16 tl perj.osf:t board) Sure-Weld or Sure-Weld EXTRA induction 975
B, Grade 33 steel layers, any combination. Note C. TPO Plate or SFS isoweld F1-P-6.8-TPO Plate parts per . X oar welded with SFS isoweld® 3000 stand-up tool. ’
Per FM Loss Prevention Data Sheet 1-29
Min. 22 ga., type | One or more layers, any combination, Dekfast DF-#15-PH3 with Carlisle isoweld . . . Sure-Weld or Sure-Weld EXTRA induction
SC-330 12-inch o.c. 60-inch o.c. -37.5
B, Grade 40 steel | min. 1.5-inch, preliminarily attached TPO Plate or SFS isoweld F1-P-6.8-TPO Plate nen 0-¢. In Tows BE-InCh 0.¢ welded with SFS isoweld® 3000 stand-up tool.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
. L Carlisle InsulFAST Fastener or SFS Dekfast . .
' - Lorinehy p v or SFS isoweld F1-P-6.8-TPO Plate ptool.
$C-332 Min. 22 ga., type :\:Iz.rsl.zznir;rt:écis;?izs\Orrr;ior;?naril Dekfast DF-#15-PH3 with Carlisle isoweld 6-inch o.c. in rows 120-inch o.c Sure-Weld or Sure-Weld EXTRA induction 375
B, Grade 80 steel atytlachled v P Y| TPO Plate or SFS isoweld F1-P-6.8-TPO Plate - A welded with SFS isoweld® 3000 stand-up tool. ’
Min. 22 ga., type | M- 1-3-inch thick oneormore 1 poact pE.#15-PH3 with Carlisle isoweld , . ¢ sure-Weld (minimum 60-mil) or Sure-Weld
SC-333 layers, any combination, preliminarily R 12-inch o.c. in rows 60-inch o.c. EXTRA induction welded with SFS isoweld® -45.0
B, Grade 80 steel TPO Plate or SFS isoweld F1-P-6.8-TPO Plate
attached 3000 stand-up tool.
Min. 22 ga., type | One or more layers, any combination, | Dekfast DF-#15-PH3 with Carlisle isoweld . . ) Sure-Weld or Sure-Weld EXTRA induction
SC334 | 3 Grade 40 steel | min. 1.5-inch, preliminarily attached | TPO Plate or SFS isoweld F1-P-6.8-TPO Plate Rinciig ¢. IgOYs 60-inch o.c. welded with SFS isoweld® 3000 stand-up tool. | 0
: N Carlisle InsulFAST Fastener or SFS Dekfast . ;
G335 | st steel | mine L5, prlimary attached | DF #12:PH3 with Crlse soweld TPOPlate | &-inch o inrows s0-nchoc. | SeERIMBIEREE IO | 900
' - hoinen p v or SFS isoweld F1-P-6.8-TPO Plate ptool
Notes: | A. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs.
B. The plate/fastener combination offset 12 inch from adjacent rows.
C. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs and each row of insulation is staggered by 1 foot.
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
SR Deck (Note 1) Fast: L L S MDP
astener ap ap eam
No. T Attach V] F (Note 11) sf
ype ttac embrane astener (Note Comeliny Width SRarine Weld
BARE-BACK MEMBRANE APPLICATIONS:
Min. 22 ga, type B, Grade Min. 1.5-inch, one or ' Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
SC-336 33 steel or min. 2.500 psi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 138.5-inch 1.5-inch 300
structural conc.ret,e P combin;ltiorlm v attach EXTRA, Sure- Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” " inch o.c. outside ’
Weld HS Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch
SC-337 more layers, any Sure-Weld 12-inch o.c. ) R -30.0
33 steel o attach Metal Seam Plate inch o.c. outside
combination EXTRA
lisle HP-X F. lonl lisle HD 14-1
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle astener (steel only), Carlisle 0 . .
A ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and ) 5.5- 90.5-inch 1.5-inch
SC-338 33 steel or min. 2,500 psi more layers, any Sure-Weld R . . ” 12-inch o.c. ) R -30.0
S attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1-inch, one or more
steel, 6 ft span, 5/8” diameter layers, any combination Sure-Weld or
SC-339 puddle Wel,‘,js g"oc, i'de IaBS {optional for recc.wer) Prelim. Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. ,5'5- 90.5-inch 1'5-|?Ch -30.0
secured 24” o.c. w/ %”-14x1 followed by 3/8-inch attach inch o.c. outside
long self-tapping hex-head Insulfoam R-Tech EPS or EXTRA
screw Fan-Fold
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 66.5-inch 1.5-inch
SC-340 80 steel or min. 2,500 psi more layers, any " | Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 18-inch o.c. N ) o -30.0
Lo attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Sure-Weld
. Min. 1.5-inch, one or . ) . - .
SC-341 Min. 22 ga., type B, Grade more layers, any Prelimg (rRSRGHY Carlisle HP-X Fastener and Piranha Plate 12-inch o.c. .5'5- 138.5-inch 1'5-|?Ch -37.5
80 steel combination attach or Sure-Weld inch o.c. outside
EXTRA
Min. 22 ga., type B, Grade Sure-Weld
40 steel; 6 ft spans; 5/8” Min. 1-inch, one or . . . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
" ) Prelim. | (min. 60-mil) . 5.5- 138.5-inch 1.5-inch
SC-342 puddle welds 6” o.c. or min. | more layers, any (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -37.5
. o attach or Sure-Weld - inch o.c. outside
2,500 psi structural combination Piranha Plate
EXTRA
concrete
Min. 22 ga., type B, Grad'e Min. 1.5-inch, one or prelim. Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 55 138.5-inch 1.5-inch
SC-343 80 steel or min. 2,500 psi more layers, any Sure-Weld HS (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. ; X -37.5
L . attach R inch o.c. outside
structural concrete combination Piranha Plate
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
K ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-344 80 steel or min. 2,500 psi more layers, any Sure-Weld i . . ” 12-inch o.c. X K -37.5
. Y attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
S Deck (Note 1) Fast L - = =
astener ap ap eam
No. T Attach V] F (Note 11) sf
ype ttac embrane astener (Note spacing T spacing — (psf)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. sure-Weld or Trufast #15 EHD Fastener (steel only) with Trufast . 5.5- 114.5-inch 1.5-inch
SC-345 more layers, any Sure-Weld ” 12-inch o.c. ; . -37.5
80 steel o attach 2.4” Barbed Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grad.e Min. 1.5-inch, one or prelim. Carlisle HP—X.tra Fastener and Piranha Xtra Plate (steel . 5.5 114.5-inch 1.5-inch
SC-346 80 steel or min. 2,500 psi more layers, any Sure-Weld HS only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. . . -37.5
o attach . inch o.c. outside
structural concrete combination (concrete only) Fastener and Piranha Plate
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 1.5-inch
SC-347 33 steel or min. 2,500 psi more layers, any " | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 91-inch o.c. o -37.5
L attach R outside
structural concrete combination EXTRA Piranha Plate
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or (min. nominal
' ! Prelim. . ) . . .5- .5-inch 1.5-inch
SC-348 puddle We',fis 6o c,’ ,S,'de Iaes more layers, any retim 60-mil) or Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. 5 > 90.5-inc > |f1c -37.5
secured 24” o.c. w/ %”-14x1 o Attach | inch o.c. outside
long self-tapping hex-head combination Sure-Weld
screw EXTRA
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 66.5-inch 1.5-inch
SC-349 33 steel or min. 2,500 psi more layers, any " | Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. - ’ - -37.5
o attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span,"5/8” di.ameter Min. L-inch. one or Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
puddle Wel,‘,js 6"oc, f'de IaBS ) ! Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 138.5-inch 1.5-inch
SC-350 secured 24” o.c. w/ %”-14x1 more layers, any ttach Sure-Weld Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” 6-inch o.c. inch tsid -45.0
long self-tapping hex-head combination attac EXTRA gnp 4 inc o-¢. outsice
screw or min. 2,500 psi Eyehook Seam Plate (AccuSeam)
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-Xtra Fastener and Piranha Xtra Plate (steel . .
K . Prelim. . . 5.5- 114.5-inch 1.5-inch
SC-351 80 steel or min. 2,500 psi more layers, any attach Sure-Weld only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. inch o.c outside -45.0
structural concrete combination EXTRA (concrete only) Fastener and Piranha Plate o
Min. 18 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
K ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-352 33 steel or min. 2,500 psi more layers, any Sure-Weld i . . ” 12-inch o.c. . R -45.0
N attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grad.e Min. 1.5-inch, one or prelim. Sure-Weld or Trufast #15 EHD Fast?ner (steel onl’\'/) or Trufast #14 . 55 114.5-inch 1.5-inch
SC-353 33 steel or min. 2,500 psi more layers, any Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. ; . -45.0
Q- attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
S Deck (Note 1) Fast L - = =
astener ap ap eam
No. T Attach V] F (Note 11) sf
ype ttac embrane astener (Note Spacing Width Sl Weld
Min. 22 ga., type B, Grade 33 s Weld
Stej"j'ls ft Slzargus/s” diZmTter Min. 1-inch. one or (::ii- noeminal Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
pu e welds 0.C., siae laps o4 y . . _ - -1 -
SC-354 secured 24” o.c. w/ %”-14x1” more layers, any Ptrtelmr:. 60-mil) or fpci?;:}:ztﬁ|::;y;ro¢;1C5DRi(;f(c::nc(§zFgrl,:’) )F:fi:ﬁ";;jg,f" 6-inch o.c. '5.5h 114.5-inch 1'5t|thh -45.0
long self-tapping hex-head combination attac Sure-Weld enp v inc o-¢. outsiae
screw or min. 2,500 psi EXTRA Eyehook Seam Plate (AccuSeam)
structural concrete
lisle HP-X F. lonl lisle HD 14-11
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle astener (steel only), Carlisle 0 . .
K ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 114.5-inch 1.5-inch
SC-355 80 steel or min. 2,500 psi more layers, any Sure-Weld R . . ” 12-inch o.c. ; X -45.0
N attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
. Min. 1.5-inch, one or . Sure-Weld or . .
SC-356 Min. 22 ga., type B, Grade more layers, any prelim. Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate 12-inch o.c. .5'5- 90:5-inch 1'5-|?Ch -45.0
33 steel o attach inch o.c. outside
combination EXTRA
Min. 22 ga, type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
., . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-357 80 steel or min. 2,500 psi more layers, any Sure-Weld R . . ” 12-inch o.c. . R -45.0
o attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. Sure-WelfRQ) Trufast #15 EHD Fastener with Trufast 2.4” Barbed ) 5.5- 90.5-inch 1.5-inch
SC-358 more layers, any Sure-Weld 12-inch o.c. . R -45.0
33 steel o attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 1.5-inch
SC-359 33 steel or min. 2,500 psi more layers, any " | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 67-inch o.c. o -45.0
Lo attach i outside
structural concrete combination EXTRA Piranha Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span,ns/s" dif"meter Min. 1-inch. one or Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
puddle We',fis 67oc, ,S,'de Iaes ' ! Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 66.5-inch 1.5-inch
5C-360 secured 24" o.c. w/ #'-14x1 more layers, any attach Sure-Weld Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” é-inch o.c. inch o.c outside -45.0
long self-tapping hex-head combination EXTRA enp v e Y
screw or min. 2,500 psi Eyehook Seam Plate (AccuSeam)
structural concrete
Sure-Weld
Min. 22 ga., type B, Grade 33 : o . .
steel, 7 ft span, HILTI X-HSN 24, Min. 1-inch, one or Prelim. (mln.'nomlnal ) ) . 5.5- 138.5-inch 1.5-inch
SC-361 s . more layers, any 60-mil) or Carlisle HP-X Fastener and Piranha Plate 6-inch o.c. ; . -52.5
o.c. Side laps HILTI S-SLC 01 . 4 attach inch o.c. outside
M HWH, 24” o.c. combination Sure-Weld
EXTRA
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

S Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A) o
ystem
Deck (Note 1) Fastener Lap Lap Seam
No. T Attach V] F (Note 11) sf
ype ttac embrane astener (Note Comeliny Width SRarine Weld
Min. 22 ga., type B, Grade Min. 1.5-inch, one or ' Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
K ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and K 5.5- 138.5-inch 1.5-inch
SC-362 33 steel or min. 2,500 psi more layers, any Sure-Weld i : . ” 6-inch o.c. . R -52.5
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch
SC-363 more layers, any Sure-Weld 6-inch o.c. ) R -52.5
33 steel o attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 6 ft span, 5/8" diameter Min. 1-inch, one or (min. nominal
” 0.C., Si ' ! Prelim. ¥ . Y . .5- 114.5-inch 1.5-inch
SC-364 puddle We',fis g0 c1, i'de Iass more layers, any relim 60-mil) or Carlisle HP-Xtra Fastener and Piranha Xtra Plate 6-inch o.c. 5 > >inc > |{1c -52.5
secured 24” o.c. w/ %”-14x1 R attach Id inch o.c. outside
long self-tapping hex-head combination Sure-We
screw EXTRA
Min. 22 ga., type B, Grade Sure-Weld
40 steel; 6 ft spans; 5/8” Min. 1.5-inch, one or prelim (min. 60-mil) Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 55 114.5-inch 1.5-inch
SC-365 puddle welds 6” o.c. or min. | more layers, any ' ’ (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. - ) o -52.5
. L attach or Sure-Weld I inch o.c. outside
2,500 psi structural combination EXTRA Piranha Plate
concrete
Min.l 22fga., type B,"G(:?de 3 Min. 1-inch, one or more
Stejd'ls t Slza’gns/s 'Zm‘leter layers, any combination surcfim, Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
puddle We,, soroc, ,S,' © aes (optional for recover) Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-366 secured 24” o.c. w/ %”-14x1 ) Sure-Weld . ) ) ” 6-inch o.c. ; . -52.5
long self-tapping hex-head followed by 3/8-inch attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
screw or min. 2,500 psi 'F”SL{'éofdm R-Tech EPS or Eyehook Seam Plate (AccuSeam)
structural concrete an-ro
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 90.5-inch 1.5-inch
SC-367 33 steel or min. 2,500 psi more layers, any attach. Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. in-ch '0 c o-utside -52.5
structural concrete combination EXTRA Seam Plate o
Min. 22 ga., type B, Grade 33
Steel'ls ft Slpa”'ns/su di?m‘leter Min. L-inch@he or Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
puddle we ,fis 67oc, ,S,'de aBS ' A Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 90.5-inch 1.5-inch
SC-368 secured 24” o.c. w/ %”-14x1 more layers, any Sure-Weld R . . ” 6-inch o.c. ; X -52.5
long self-tapping hex-head combination attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
screw or min. 2,500 psi Eyehook Seam Plate (AccuSeam)
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch, one or ' Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 ' '
K ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 42.5-inch 1.5-inch
SC-369 33 steel or min. 2,500 psi more layers, any Sure-Weld R . . ” 12-inch o.c. . R -52.5
. . attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
SR Deck (Note 1) Fast: L L S MDP
astener ap ap eam
No. T Attach V] F (Note 11) (psf)
ype ttac embrane astener (Note Comeliny Width SRarine Weld
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 42 5-inch 1.5-inch
SC-370 33 steel or min. 2,500 psi more layers, any ’ Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. o : T -52.5
Lo attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
Min. 22 ga., type B, Grade Min. 1-inch, one or sure-Weld Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
- £2 83, ype B, Brac ‘ ' Prelim. | (min. 60-mil) V) . 55 | 139.5-inch | 15-inch
SC-371 33 steel or min. 2,500 psi more layers, any (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -60.0
Lo Attach or Sure-Weld R inch o.c. outside
structural concrete combination Piranha Plate
EXTRA
Min. 22 ga., type B, Grade 33 Sure-Weld
steel, 7 ft span, 5/8” puddle : = . . . ~ : _
welds, 6” o.c. Side laps ITW Min. 1-inch, one or prelim. (mln..nommal Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 5.5 138.5-inch 1.5-inch
SC-372 ” more layers, any 60-mil) or (concrete only) or CD-10 (concrete only) Fastener and | 6-inch o.c. ; . -60.0
HWH #12 Teks 1, 24” o.c. or R attach Id 1 inch o.c. outside
min. 2,500 psi structural combination Sure-We Piranha Plate
concrete EXTRA
Recover only: Min. 22 ga., type
3{ Gra‘:e 33 thlell 6 flzs‘:;“' 5/8" Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
iameter puddle welds 6” o.c., ) : - . _ - S
$C-373 side laps secured 24" o.c. w/ %'~ 3/8-inch Insulfoam R- Prelim. Sure-Weld (c.oncrete only) or CD-10 (cqncrete only) Fas:,tener anfl 6-inch o.c. §.5 138.5-inch 1.5 |pch -60.0
14x1” long self-tapping hex- Tech EPS or Fan-Fold attach EXTRA Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
head screw or min. 2,500 psi Eyehook Seam Plate (AccuSeam)
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-Xtra Fastener and Piranha Xtra Plate (steel . .
A ) Prelim. . . 5.5- 138.5-inch 1.5-inch
SC-374 33 steel or min. 2,500 psi more layers, any attach Sure-Weld only) or Carlisle HD 14-10 (concrete only) or CD-10 6-inch o.c. inch oc outside -60.0
structural concrete combination EXTRA (concrete only) Fastener and Piranha Plate o
lisle HP-X F lonl lisle HD 14-1
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle astener (steel only), Carlisle 0 . .
K . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 138.5-inch 1.5-inch
SC-375 80 steel or min. 2,500 psi more layers, any Sure-Weld i . . ” 6-inch o.c. . R -60.0
L attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one gg Prelim. sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch
SC-376 more layers, any Sure-Weld 6-inch o.c. ; X -60.0
80 steel Lo attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade Min. 1.5-inclygne of Prelim. Sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 114.5-inch 1.5-inch
SC-377 more layers, any Sure-Weld 6-inch o.c. ; R -60.0
80 steel 9 attach Metal Seam Plate inch o.c. outside
combination EXTRA
Recover only: Min. 22 ga., Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10
SC.378 type B, Grade 33 steel or 3/8-inch Insulfoam R- Prelim. Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch -60.0
min. 2,500 psi structural Tech EPS or Fan-Fold attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” ’ inch o.c. outside ’
EXTRA
concrete Eyehook Seam Plate (AccuSeam)
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
SR Deck (Note 1) Fast: L L S MDP
astener ap ap eam
No. T Attach | M F (Note 11) (psf)
ype ttac embrane astener (Note Comeliny Width SRarine Weld
Min. 22 ga., type B, Grad.e Min. 1.5-inch, one or prelim. Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . 55 90.5-inch 1.5-inch
SC-379 80 steel or min. 2,500 psi more layers, any Sure-Weld HS (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. . R -60.0
Lo attach R inch o.c. outside
structural concrete combination Piranha Plate
's\g;.l 262535" ;\r/]pz/Bé"SSUI;S:;”e Min. 300 psi, min 2- Sure-Weld or Carlisle HP-X Fastener (steel only) or Carlisle HD 14- 55 114.5-inch 1.5-inch
SC-380 - pan, . P inch thick cellular N/A Sure-Weld 10 (concrete only) and Piranha Plate (through to 6-inch o.c. N ) - -67.5
welds 6” o.c. or min. 2,500 X ) inch o.c. outside
. lightweight concrete EXTRA engage structural deck)
psi structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
A ) Prelim. (concrete only) or CD-10 (concrete only) Fastener and ) 5.5- 90.5-inch 1.5-inch
SC-381 80 steel or min. 2,500 psi more layers, any Sure-Weld . . . ” 6-inch o.c. ; X -67.5
N attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. Sure-Weld or Trufast #15 EHD Fastener with Trufast 2.4” Barbed : 5.5- 90.5-inch 1.5-inch
SC-382 more layers, any Sure-Weld 6-inch o.c. . R -67.5
80 steel o attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga, type B, Grade Min. 1.5-inch, one or . Sure-Weld or Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
., . Prelim. (concrete only) or CD-10 (concrete only) Fastener and . 5.5- 42.5-inch 1.5-inch
SC-383 33 steel or min. 2,500 psi more layers, any Sure-Weld R . . ” 6-inch o.c. . R -82.5
o attach Piranha Plate or #15 Roofgrip (steel only) with 2-3/8 inch o.c. outside
structural concrete combination EXTRA
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or Prelim. Suregield or Trufast #15 EHD Fastener with Trufast 2.4” Barbed ) 5.5- 42.5-inch 1.5-inch
SC-384 more layers, any Sure-Weld 12-inch o.c. . R -82.5
33 steel o attach Metal Seam Plate inch o.c. outside
combination EXTRA
Min. 22 ga., type B, Grade Min. 1.5-inch, one or prelim Sure-Weld or Trufast #15 EHD Fastener (steel only) or Trufast #14 55 42 5-inch 1.5-inch
SC-385 80 steel or min. 2,500 psi more layers, any * | Sure-Weld HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. N ’ o -112.5
Lo attach inch o.c. outside
structural concrete combination EXTRA Seam Plate
SURE-WELD FLEECEBACK APPLICATIONS:
lisle HP-X F lonl lisle HD 14-1
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Carlisle astener (steel only), Carlisle 0 . .
SC.386 80 steel or min. 2.500 psi more lavers. an Prelim. Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 138.5-inch 1.5-inch 300
. P ) y. » 3Ny attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” e inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
i - isle HD 14-1
Min. 22 ga, type B, Grade Min. 1.5-inch, one or . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
SC-387 30 steel of min. 2.500 bsi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 375
- P A Y attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grad.e Min. 2.5-inch, one or prelim. Sure-Weld Carllsle' HP-X Fastener and Piranha Plate (steel only) . 6.5- 137 5-inch 1.5-inch
SC-388 80 steel or min. 2,500 psi more layers, any FleeceBACK or Carlisle HD 14-10 (concrete only) or CD-10 6-inch o.c. . . -45.0
.. attach . inch o.c. outside
structural concrete combination 115 or 135 (concrete only) Fastener and Piranha Plate
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note 17) Roof Cover (Note 15A)
SR Deck (Note 1) Fast: L L S MDP
astener ap ap eam
No. T Attach V] F (Note 11) sf
ype ttac embrane astener (Note spacing T spacing — (psf)
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Sure-Weld Carlisle HP-Xtra Fastener and Piranha Xtra Plate (steel . .
K ) Prelim. . . 5.5- 114.5-inch 1.5-inch
SC-389 80 steel or min. 2,500 psi more layers, any FleeceBACK only) or Carlisle HD 14-10 (concrete only) or CD-10 12-inch o.c. ; . -45.0
Lo attach . inch o.c. outside
structural concrete combination RL (concrete only) Fastener and Piranha Plate
Min. 22 ga., type B, Grade Min. 1.5-inch, one or . Carlisle HP-X Fastener (steel only), Carlisle HD 14-10 . .
$C-390 30 steel or min. 2.500 psi more lavers. an Prelim. | Sure-Weld (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch -60.0
e P ) 4 o v attach FleeceBACK Piranha Plate or #15 Roofgrip (steel only) with 2-3/8” o inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)

TABLE 2i: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPs)

Insulation Roof Cover (Note 15A)
System MDP
e Deck (Note 1) ; Attach Memb S Attachment —
o N 11
ype Note 17 embrane astener (Note 11) achmen
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . . . R
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 138-inch o.c. The plates are centered over each strip and
SC-391 X layers, any Weld HS or Sure- . . X . X -30.0
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- \ . . . .
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 114-inch o.c. The plates are centered over each strip and
SC-392 X layers, any Weld HS or Sure- . R X o X -45.0
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more ) Sure-Weld, Sure- . . ) . )
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 90-inch o.c. The plates are centered over each strip and
SC-393 X layers, any Weld HS or Sure- . . X L . -52.5
2,500 psi structural R attached only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
combination Weld EXTRA . . . . Lo .
concrete Fastener and Piranha Plate TPO Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more . Sure-Weld, Sure- . . . . .
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 120-inch o.c. The plates are centered over each strip and
SC-394 . layers, any Weld HS or Sure- . . X - X -60.0
2,500 psi structural o attached only) or CD-10 (concrete only) fastened 6-inch o.c. Roof cover adhered to each strip by first priming with
combination Weld EXTRA . . . . P .
concrete Fastener and Piranha Plate HP-250 Primer at the strip location, then rolling into place with a hand roller.
Min. 22 ga., type B, Carlisle HP-X Fastener (steel Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
. One or more ) Sure-Weld, Sure- . . . . )
Grade 80 steel or min. Prelim. only), Carlisle HD 14-10 (concrete | insulation spaced 60-inch o.c. The plates are centered over each strip and
SC-395 i layers, any Weld HS or Sure- . . ) o . -60.0
2,500 psi structural combination attached Weld EXTRA only) or CD-10 (concrete only) fastened 12-inch o.c. Roof cover adhered to each strip by first priming with
concrete Fastener and Piranha Plate HP-250 Primer at the strip location, then rolling into place with a hand roller.
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NEmoO | etc.e
TABLE 2j: STEEL DECKS oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-3: INSULATED, MECHANICALLY ATTACHED AND INDUCTION WELDED ROOF COVER

Insulation Layer Roof Cover (Note 15A, Note 15B)
(Note 13, Note 17)
Sy:ltoem Deck (Note 1) S In-Lap Fastening Induction Weld Fastening M—stP
. astener
Type Attach Membrane Stress Fastener Lap Lap Seam Roof Cover
Note 11 Pl i
[Nota 10} Plate Spacing Width Spacing Weld SIS SREchE Securement
gmg' Zj g?a’; tzpel Min. 2.5-inch, Sure-Weld or One (1) row beneath induction
! r-a €325 ee. one or more Prelim. Carlisle HP- | Piranha 12-inch 5.5- 186.5- 1.5-inch RhinoBond the roof cover and welded with
SC-396 or min. 2,500 psi Sure-Weld X . A A -30.0
structural layers, any attach EXTRA X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 12- | RhinoBond
concrete combination inch o.c. tool
g"ig' 2; gg'é t\t/pel Min. 1.5-inch, Sure-Weld One (1) row beneath induction
$C-397 o;r n:l‘—:] ez 503 esei one or more Prelim. (min. 60-mil) | Carlisle HP- | Piranha 12-inch 5.5- 114.5- 1.5-inch RhinoBond the roof cover and welded with 450
structu.rall P layers, any attach or Sure-Weld | X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 12- | RhinoBond ’
concrete combination EXTRA inch o.c. tool
g"ig' 2; gg'é t\t/pel Min. 2.5-inch, Sure-Weld or One (1) row beneath induction
» Orade 55 SIEEL | e or more Prelim. Carlisle HP- | Piranha 6-inch 5.5- 186.5- 1.5-inch | RhinoBond the roof cover and welded with
SC-398 or min. 2,500 psi Sure-Weld \ . . . -60.0
structural layers, any attach EXTRA X Fastener Plate o.c. inch inch o.c. outside Plate-TPO between the laps, 6- RhinoBond
concrete combination inch o.c. tool
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-CRL-003.A.R40 for FL14083-R39 (NON-HVHZ)
Certificate of Authorization #32455 Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264 Revision 40: 09/25/2026

TOP OF APPENDIX Appendix 1, Page 64 of 126



TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

B Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Min. 2.500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-1. stru.cn;ral czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
(RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-2. stru'ctl,’lral czncrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2.500 bsi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or ::zﬁ:ﬁ: (Optional) Additional layer(s) base Flexible FAST or
Cc-3 o p or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT . . Flexible FAST DT Sure-Weld Aqua Base 120 BA -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK
XIV or XV (RIBBON) — (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
n. I . .
C-4. structL;raI cgncrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2.500 osi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-5. stru‘ctL;raI cgncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld Aqua Base 120 BA -45.0
I, 11, IX, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or
C-6 stru.ctL;raI czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. ) . (Optional) Additional optional layer(s) min. 1- .
c7. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | | eXiole FAST inch Insulfoam I, Il IX, VIII, XIV or XV followed | F\eXiPle FAST Sure-Weld CAV-GRIP Il AP 3525
structural concrete (RIBBON) " . . (RIBBON)
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
c-s. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | X121 FASTOT |4\ suifoam I, 11, IX, VIIL XIV or XV followed | XPIE FASTDT g \eld CAV-GRIP IIl AP 2775
structural concrete (RIBBON) . X . (RIBBON)
by additional layer(s) base insulation
. . - (Optional) Additional optional layer(s) min. 1- .
C-9 Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld CAV-GRIP Il AP -352.5
structural concrete (FULL) " X . (FULL)
by additional layer(s) base insulation
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
c-10. o P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
structural concrete . . .
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-11. stru;:tL;raI czncrete or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation L Top Insulation L: Roof C (Note 15)
system — ase Insulation Layer — op Insulation Layer(s) — oof Cover (Note e
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base .
c1. | Min-2,500psi or Min. 1-inch Insulfoam I, 11, Ix, viii, | FieXible FAST insulation loxibIgFAST Sure-Weld CAV-GRIP Il AP -397.5
structural concrete (RIBBON) . . X (RIBBON)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min .1 5 |r.10h InsulBase, SecurShield Flexible FAST DT M (Optional) itional layer(s) base Blexible FAST DT
C-13. or Min. 1-inch Insulfoam I, II, IX, VIII, insulation Sure-Weld CAV-GRIP Il AP -277.5
structural concrete (RIBBON) . . X (RIBBON)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2.500 osi Flexible FAST or insulation Flexible FAST or
C-14. stru‘ctL;raI cgncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
C-15. stru‘ctL;raI cgncrete or Min. 1-inch Insulfoam |, Il, IX, VIII, | Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld CAV-GRIP Il AP -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
lation: ional) Additional |
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or :::;ﬁ (Optional) Additional layer(s) base Flexible FAST or
C-16. str .ct ,raI czncrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT 2 board: Min. 0.25-inch SECUROCK Flexible FAST DT Sure-Weld CAV-GRIP IIl AP -157.5
uetd XIV or XV (RIBBON) soverboard: Min. .2>-Inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield | Flexible FAST or
C-17. stru.ctl;ral czncrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam |, I, IX, VIII, XIV or XV Flexible FAST DT | Sure-Weld CAV-GRIP IIl AP -187.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
C-18. Min. 0.5-inch S Shield HD Sure-Weld CAV-GRIP Il AP -127.5
structural concrete n Inch securshie (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) ure-ive
in. i i | lation: Min. 1.6-inch Optim-R i
c19, | Min-2,500psi Min. 0.5-inch SecurShield HD Flexible FASTDT | Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | ¢ o weld CAV-GRIP IIl AP 3975
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL)
Insulation: ional) Additional |
Min. 2,500 osi Flexible FAST or i::;:gz: (Optional) Additional layer(s) base Flexible FAST or
C-20. " P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . . Flexible FAST DT Sure-Weld CAV-GRIP 11l AP -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) - (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ i\ eacr |::E|:t:g: (Optienal) Addenallayer(s bese Flexible FAST
C-21. T P SecurShield or Min. 1-inch Insulfoam . . . Sure-Weld CAV-GRIP IIl AP -397.5
structural concrete LI X, VI XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
L Q SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

B Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
) . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . T .
C-22. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . . . e xibIqrASROT Sure-Weld CAV-GRIP Il AP -277.5
structural concrete LIl I VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
o SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . T .
c-23. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam | <XP1e FASTDT | insulation _ _ Flexible FASTDT | ¢ o \eld CAV-GRIP Ill AP -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 11, IX, VIII, XIV or XV - A
SecurShield HD Plus or EcoStorm VSH
| lation: (Opti 1) Min. 1.5-inch S Shield
. . Flexible FAST or | \nsulation: (Optional) Min. 1.5-inch Securshield | o\ o\ ¢\ or o)
Min. 2,500 psi . . X or Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV .
C-24. Min. 2-inch ChannelDry EPS Flexible FAST DT . ) ) Flexible FAST DT Sure-Weld CAV-GRIP Il AP -202.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
Min. 2,500 psi Flexible FASTDT | or Min. -inch Insulfoam I, Il I, Vill, XV or xy | Flexible FAST or
-25. o Min. 2-inch Ch IDry EP . ' T ! Flexible FAST DT -Wel AV-GRIP Il AP -397.
2> structural concrete in. 2-inch ChannelDry EPS (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FEXL'L)E Sure-Weld CAV-G 3975
o.c.) SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST insulation Flexible FAST
-26. . -Wel AV-GRIP Il AP - .
249 structural concrete SecurShield (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) Sure-Weld CAV-G 390.0
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-27. stru.ctl;ral czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
c2g. | Min-2,500psi SecurShield or Min. 1-inch Insulfoam | T<XiPle FAST insulation Flexible FAST Sure-Weld CAV-GRIP Il AP 3525
structural concrete (RIBBON) . . (RIBBON)
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optlonz?l) Min. 1'.5-|nc.h InsulBase, Flexible FAST DT w: (Optional) Additional layer(s) base Flexible FAST DT
C-29. SecurShield or Min. 1-inch Insulfoam insulation Sure-Weld CAV-GRIP Il AP -277.5
structural concrete (RIBBON) . . (RIBBON)
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
c30. | Min-2,500psi SecurShield or Min. L-inch Insulfoam | FeXP1e FASTDT | 41 lation Flexible FASTDT | ¢ o weld CAV-GRIP Ill AP -3525
structural concrete (FULL) . . (FULL)
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2.500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-31. n- % psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -157.5
structural concrete . .
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer —— Top Insulation Layer(s) —— Roof Cover (Note 15) MDP
No. (Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-32. structl;ral concrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld CAV-GRIP Il AP -187.5
I, 1, 1X, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi FIex?bIe FAST or §Optional) Additional optional layer(s) min. 1- Flex?ble FAST or
C-33. structl,’lral concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam I, Il, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2,500 psi Min..O.S-i.nch InsulBase, SecurShield Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-34. structL;raI concrete or Min. 1-inch Insulfoam I, Il, IX, VIII, | Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi FIexibIe FAST or insulation Flexﬁble FAST or
C-35. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min..1.5—ir.1ch InsulBase, SecurShield FIexibIe FAST or insulation Flexﬁble FAST or
C-36. structl;ral concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld LVOC BA -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Min. 2,500 psi Min.'O.S-i.nch InsulBase, SecurShield Flexible FAST or ::ssuu:ﬁ' (Optional) Additional layer(s) base Flex?ble FAST or
C-37. structL;raI concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT &8 verboard: Min. 0.25-inch SECUROCK Flexible FAST DT Sure-Weld LVOC BA -127.5
XIV or XV (RIBBON) e - (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or Insulfation.: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
C-38. structL;raI concrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, I, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld LVOC BA -157.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi ) ) ) Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
€39, structural concrete Min. 0.5-inch SecurSRE@I HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) Sure-Weld LVOC BA 1275
c-a0. Min. 2,500 psi Min. 0.5-inch SecurShield HD Flexible FAST DT Insulation: Min: 1.6—in.ch Optim-R . Flexible FAST DT Sure-Weld LVOC BA 3975
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL)
Min. 2,500 psi Flex?ble FAST or 7:::3::::2: (Optional) Additional layer(s) base Flex?ble FAST or
C-41. ! Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . . Flexible FAST DT Sure-Weld LVOC BA -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) — (RIBBON)
SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck i pya— - ver(s) e == MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ i\ pact |::E|:t:z: {Optional} Adcconallavertsl b=ey Flexible FAST
C-42. " P SecurShield or Min. 1-inch Insulfoam . . . Sure-Weld LVOC BA -397.5
structural concrete LIl I VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
e SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. ) (Optional) Min. 1.5-inch InsulBase, ’ P .
C-43. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam | leXiPle FASTDT | insulation _ _ Flexible FASTDT | ¢ o weld LVOC BA 2775
structural concrete L1l IX. VL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
e SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase . P .
. ! |
c-a4. | Min-2,500psi SecurShield or Min. 1-inch Insulfoam | FIeXiPle FASTDT | insulation _ _ Flexible FASTDT | ¢ o weld LVOC BA -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 1, 1X, VI, XIV or XV -
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
X1 . . X1
Min. 2 i Min. 1-inch Insulfi 1, 11, 1X, VIII, XIV or XV )
C-45. in. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FASTDT | oF 'n- 2-Inch ‘nsutioam S Flexible FAST DT | Sure-Weld LVOC BA 2025
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) b . N (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
Min. 2,500 psi Flexible FASTDT | or Min. 1-inch Insulfoam I, II, IX, VIII, XIV or Xy | " exible FAST or
-46. v Min. 2-inch Ch IDry EP . ’ L ! Flexible FAST DT -Wel LVOC BA -397.
48 structural concrete in. Z-inch ChannelDry EPS (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FEXL'L)E Sure-Weld oc 3975
o.c.) SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . y N .
Min. 2,500 psi A . ) Flexible FAST insulation Flexible FAST
C-47. ’ S Shield or Min. 1-inch | If Sure-Weld LVOC BA -390.0
structural concrete | | e”wl;( \f” )Z:/ 0:‘nXV inch Insultoam |- qp| ATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) ure-We
e SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-48. e p Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
structural concrete . .
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
i Insulation: ional) Additional |
Min. 2,500 psi (Opt|on:i1l) Min 1‘5 mrjh InsulBase, Flexible FAST 'nsu at'lon (Optional) Additional layer(s) base Flexible FAST
C-49. SecurShield or Min. 1-inch Insulfoam insulation Sure-Weld LVOC BA -352.5
structural concrete (RIBBON) . . (RIBBON)
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optlonz?l) Min 1'5 |n(?h InsulBase, Flexible FAST DT .nsu a .|on (Optional) itional layer(s) base Flexible FAST DT
C-50. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Weld LVOC BA -277.5
1, 1, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
51 | Min-2,300psi Securshield or Min. 1-inch Insulfoam | X018 FASTDT | g ation Flexible FASTOT | g\ re-weld | Lvoc BA 3525
structural concrete (FULL) . . (FULL)
1,11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer —— Top Insulation Layer(s) —— Roof Cover (Note 15) MDP
No. (Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-52. structl;ral concrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld LVOC BA -157.5
I, 1, 1X, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi FIex?bIe FAST or §Optional) Additional optional layer(s) min. 1- Flex?ble FAST or
C-53. structl,’lral concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam I, Il, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . (Optional) Additional optional layer(s) min. 1- .
cs4, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | | <X0€ FAST incrL Insulfoam I, 1I, IX, \F/Jul, XIV oZXV followed | Texible FAST Sure-Weld Sure-Weld BA 3525
structural concrete (RIBBON) " Y . (RIBBON)
by additional layer(s) base insulation
. ) . Optional) Additional optional layer(s) min. 1- )
css, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | | <X01€ FAST DT fncph Insul)foam 1L, IX, \5|||, XIV oZX\g f)ollowed Flexible FASTDT | ¢ o \weld Sure-Weld BA 2775
structural concrete (RIBBON) " X . (RIBBON)
by additional layer(s) base insulation
. ) . Optional) Additional optional layer(s) min. 1- )
C-56. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT fncph Insul)foam 1,10, 1X, \’;III, % oZX\g f)ollowed Flexible FAST Sure-Weld Sure-Weld BA -352.5
structural concrete (FULL) . 4 . (FULL)
by additional layer(s) base insulation
Min. 2,500 psi Flexible FAST or !nsulat.ion: (Optional) Additional layer(s) base Flexible FAST or
C-57. structL;raI concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min..l.S—ir.mch InsulBase, SecurShield Flexible FAST or !nsulat'ion: (Optional) Additional layer(s) base Flex?ble FAST or
C-58. structl;ral concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi . . . Flexible FAST or insulation Flex?ble FAST or
C-59. structL;raI concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min.'1.5-i|t10h InsulBase, SecurShield Flexible FAST or insulation Flex?ble FAST or
C-60. structL;raI concrete or Min. 1-inch Insulfoam |, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT Sure-Weld Sure-Weld BA -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
R . . Insulation: (Optional) Additional layer(s) base
cer. | Min-2,500psi ol\fll\r;l'ir?.'i_-lizcc: Iﬂ:f:i:ﬁ; |Se|Tu|r><Sh\l/‘|3|||d Flexible FAST insulation Flexible FAST Sure-Weld Sure-Weld BA 675
structural concrete XIV or XV P T 1 (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON)
Ultralight Coated Glass-Mat Roof Board
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or :::z:ﬁ: (Optional) Additional layer(s) base Flexible FAST or
C-62. " P or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT . . Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK
XIV or XV (RIBBON) — (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
C-63. stru.ctl;ral czncrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, I, IX, VIII, XIV or XV Flexible FAST DT Sure-Weld Sure-Weld BA -187.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
-64. ’ Min. 0.5-inch hield HD -Wel -Weld BA -127.
e structural concrete in. 0:3-inch Securshield (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) Sure-Weld Sure-Weld 5
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT
C-65. ! Min. 0.5-inch SecurShield HD - Sure-Weld Sure-Weld BA -397.5
structural concrete : : ursnt (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) Y Y
Min. 2.500 bsi Flexible FAST or 7:223::::(?: (Optional) Additional layer(s) base | o\ o sy o
C-66. T p Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . . Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) e (RIBBON)
SecurShield HD Plus or EcoStorm VSH
| ion: ional) Additional |
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ i\ pacy ,::3::::8: TOPAgrall Adlionallayert) bese Flexible FAST
C-67. . P SecurShield or Min. 1-inch Insulfoam . . . Sure-Weld Sure-Weld BA -397.5
structural concrete | " or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
T SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase . A W .
. ’ |
C-68. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam FiQigle R DY jyuiation . . . Flexible FAST DT Sure-Weld Sure-Weld BA -277.5
structural concrete L1l X, VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
L SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
. . (Optional) Min. 1.5-inch InsulBase, . T .
C-69. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . . . Flexible FAST DT Sure-Weld Sure-Weld BA -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
1, 1, IX, VI, XIV or XV - X
SecurShield HD Plus or EcoStorm VSH
Flexible FAST Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST
Min. 2,500 psi o exible or or Min. 1-inch Insulfoam 1, 11, IX, VIII, XIV or XV exible or
C-70. Min. 2-inch ChannelDry EPS Flexible FAST DT . ) . Flexible FAST DT Sure-Weld Sure-Weld BA -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD,
(RIBBON) - (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
c-71 Min. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FASTDT | or Min. 1-inch Insulfoam I, I, IX, VIl XIV or XV E:Zi:ﬁ:i Eﬁg ng Sure-Weld Sure-Weld BA 3975
: structural concrete : Y (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL) '
o.c.) SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck i pya— - ver(s) e == MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
(Optional) Min. 1.5-inch InsulBase Insulation: (Optional) Additional layer(s) base
in. i g ! i insulati i
C-72. Min. 2,500 psi SecurShield or Min. 1-inch Insulfoam Flexible FAST insufation . . . ) Sure-Weld Sure-Weld BA -390.0
structural concrete (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER)
1,11, 1X, VI, XIV or XV PSRN
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-73. stru.ctl;ral czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optlone.xl) Min. 1..5-|nc.h InsulBase, Flexible FAST !nsulat!on: (Optional) Additional layer(s) base Flexible FAST
C-74. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Weld Sure-Weld BA -352.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: ional) Additional |
Min. 2,500 psi (Opt|on:i1l) Min 1.5 mc.h InsulBase, Flexible FAST DT M (Optional) Additional layer(s) base Flexible FAST DT
C-75. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Weld Sure-Weld BA -277.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-76. :frlz‘ctzllf:locg:crete SecurShield or Min. 1-inch Insulfoam ::;EXLIBIe FASTDT insulation (FFIEXIIE)Ie FASTDT Sure-Weld Sure-Weld BA -352.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2.500 bsi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-77. stru.ctl;ral czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-78. stru.ctl;ral czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld Sure-Weld BA -187.5
I, 11, IX, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
i 2500 o :::S:Z::S: (Optional) Additional layer(s) base CAV-GRIP 11l AP,
C-79. o P Min. 1.5-inch InsulBase, SecurShield 0OB500 ) ) 0OB500 Sure-Weld Sure-Weld BA, LVOC -120.0
structural concrete Coverboard: Min. 0.25-inch SECUROCK BA
Gypsum-Fiber Roof Board
. . . . (Optional) Additional optional layer(s) of min.
C-80. Min. 2,500 psi Min. 1.5-inch ACFoam I, InsulBase, | oc 1, 1-inch Insulfoam I, II, IX, VIII, XIV or XV followed | OB500 Sure-Weld Aqua Base 120 1275
structural concrete SecurShield, ENRGY 3 - . .
by additional layers base insulation
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam I, InsulBase insulation
C-81. ! ! ’ OB500 0OB500 Sure-Weld Al B 120 -127.5
structural concrete SecurShield, ENRGY 3 Coverboard: Min. 0.25-inch DensDeck or ure-ive quaBase
DensDeck Prime
. . . . (Optional) Additional optional layer(s) of min.
Min. 2,500 Min. 1.5-inch ACF 0,1 B
c-82. - &2 sl e oren B oroam T IsUIEase: | osoo 1-inch Insulfoam 1, 11, X, VIIl, XIV or XV followed | OB500 Sure-Weld Sure-Weld BA -150.0
structural concrete SecurShield, ENRGY 3 " . .
by additional layers base insulation
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2.500 psi (Optional) Additional optional layer(s) of min.
C-83. v p Min. 1.5-inch InsulBase, SecurShield 0OB500 1-inch Insulfoam I, Il, IX, VIII, XIV or XV followed 0OB500 Sure-Weld CAV-GRIP Il AP -150.0
structural concrete - ) .
by additional layers base insulation
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam I, InsulBase, insulation
C-84. structural concrete Securshield, ENRGY 3 OB500 Coverboard: Min. 0.25-inch DensDeck or 0OB500 Sure-Weld Sure-Weld BA -150.0
DensDeck Prime
. . . . Insulation: (Optional) Additional layer(s) base
cgs, | Min-2500psi Min. 1.5-inch ACFoam Il InsulBase, | 55, insulation 0B500 Sure-Weld CAV-GRIP IIl AP -150.0
structural concrete SecurShield, ENRGY 3 . . 5
Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2.500 osi (Optional) Additional optional layer(s) of min. CAV-GRIP IIl AP,
C-86. e P Min. 0.5-inch InsulBase, SecurShield OB500 1-inch Insulfoam I, 11, IX, VIII, XIV or XV followed | OB500 Sure-Weld LVOC BA or Sure- -157.5
structural concrete . \ ) .
by min. 0.5-inch base insulation Weld BA
Insulation: ional) Additional |
i 2 500 oo i::;:gg: (Optional) Additional layer(s) base CAV-GRIP Il AP,
C-87. o p Min. 2-inch InsulBase, SecurShield 0OB500 . . 0OB500 Sure-Weld Sure-Weld BA or -247.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK
-] Aqua Base 120
Gypsum-Fiber Roof Board
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Flexible FAST
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or Sure-Weld Flzi;glz FA:T g;_
C-88. stru.ctL;raI czncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST DT FleeceBACK (RIBBON, 12-inch -45.0
(RIBBON) by additional layer(s) base insulation (RIBBON) 0.) !
Insulation: (Optional) Additional layer(s) base .
. . Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or insulation Flexible FAST or Flex!ble FAST or
Min. 2,500 psi X . X . . X . Sure-Weld Flexible FAST DT
C-89. or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST DT . -45.0
structural concrete N ) . FleeceBACK (RIBBON, 12-inch
XIV or XV (RIBBON) SECUROCK Gypsum-Fiber Roof Board or min. (RIBBON) 0.c)
0.5-inch SecurShield HD or SecurShield HD Plus e
i Insulation: (Optional) Min. 0.5-inch SecurShield . Flexible FAST or
Flexible FAST or TV Flexible FAST or
in. i Min. 1-inch Insulfi 1, 11, 1X, VI, XIV or XV . - i
c90. | Min-2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT | O VM- 2-inch Insutioam 2 or Flexible FAST DT | Sure-Weld Flexible FAST DT -45.0
structural concrete Coverboard: Min. 0.5-inch SecurShield HD or FleeceBACK (RIBBON, 12-inch
(RIBBON) =l (RIBBON)
SecurShield HD Plus o.c.)
Insulation: (Optional) Additional | b
Min. 2500 oei (Optional) Min. 0.5-inch InsulBase, | Flexible FASTor | .22 .21 (Optional) Additional layer(s) base | ¢, ip1e FAST or Sure-Weld Flexible FAST or
C-91. stru;:tl;ral cgncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 0.5-inch S Shield HD Flexible FAST DT FleeceBACK Flexible FAST DT -90.0
1, 11, IX, VIII, XIV or XV (RIBBON) Loverboard: Min. U.5>-inch Securshie or (RIBBON) (RIBBON, 6-inch o.c.)
SecurShield HD Plus
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Flexible FAST or
Min. 2,500 psi R X . . P . Sure-Weld .
C-92. structural concrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT FleeceBACK Flexible FAST DT -90.0
1, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON) (RIBBON, 6-inch o.c.)
| lation: (Opti 1) Min. 0.5-inch S Shield
. . Flexible FAST or | \nsulation: (Optional) Min. 0.5-inch Securshield o\ o\ ¢ \or o) Flexible FAST o
Min. 2,500 psi . . X or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV . Sure-Weld .
C-93. structural concrete Min. 2-inch ChannelDry EPS Flexible FAST DT c board: Min. 0.5-inch S Shield HD Flexible FAST DT FleeceBACK Flexible FAST DT -90.0
(RIBBON) soverboarg: Viin. £.57Inch Securshield b, (RIBBON) (RIBBON, 6-inch o.c.)
SecurShield HD Plus or EcoStorm VSH
. . . . - Flexible FAST or !nsulat!on: (Optional) Additional layer(s) base Flexible FAST or Flex!ble FAST or
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, X insulation . Sure-Weld Flexible FAST DT
C-94. K Flexible FAST DT . , \ Flexible FAST DT . -45.0
structural concrete | SecurShield Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK (RIBBON, 12-inch
(RIBBON) — (RIBBON)
Composite o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2.500 osi Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or Sure-Weld
C-95. stru;:tL;raI cgncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT FleeceBACK Flexible FAST (FULL) -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2,500 psi Flexible FAST (Optional) Additional optional fayer(s) min. 1- | o\ i\ pact Sure-Weld
C-96. i P Min. 1.5-inch InsulBase, SecurShield inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible FAST (FULL) -397.5
structural concrete (RIBBON) . . . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. ) . (Optional) Additional optional layer(s) min. 1- .
coy. | Min-2500psi Min. 1.5-inch InsulBase, Securshield | | ¥21€ FASTDT oy ncutfoam I, I, 1X, VIl XIV or XV followed | TeXiPle FASTDT | Sure-Weld Flexible FAST (FULL) | -277.5
structural concrete (RIBBON) » X . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. . N (Optional) Additional optional layer(s) min. 1- .
cog, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | | ¥PI€ FASTDT 1y culfoam I, I, 1X, VIl XIV or XV followed | TeXiPle FASTDT | Sure-Weld Flexible FAST (FULL) | -397.5
structural concrete (FULL) " X . (FULL) FleeceBACK
by additional layer(s) base insulation
. ) . (Optional) Additional optional layer(s) min. 1- .
Min. 2,500 psi . . . Flexible FAST . Flexible FAST Sure-Weld .
C-99. structural concrete Min. 1.5-inch InsulBase, SecurShield (SPLATTER) inch In.st.JIfoam 1,10, 1X, VI, ?(IV or .XV followed (SPLATTER) FleeceBACK Flexible FAST (FULL) -390.0
by additional layer(s) base insulation
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-100. :fﬂﬂ'azu'fflocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT ;“er:;r;'gK Flexible FAST (FULL) | -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
101, | Min-2,300psi x':)..-i'si'.?ﬁ:h'Trfsuffiier{f]eﬁuﬁih'\f.'ﬁ Flexible FAST :::3::::2: (Opionalj AdetenstiayerTbese. | rexite rast sure-Weld Flexible FAST (FULL) | -397.5
’ structural concrete y T T 1 (RIBBON) . . . (RIBBON) FleeceBACK '
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min '1 5 |r.1ch InsulBase, SecurShield Flexible FAST DT .nsu a .|on (Optional) itional layer(s) base Flexible FAST DT Sure-Weld .
C-102. or Min. 1-inch Insulfoam |, II, IX, VIII, insulation Flexible FAST (FULL) -277.5
structural concrete (RIBBON) . . X (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi Mln..1.5-|r.1ch InsulBase, SecurShield Flexible FAST DT w: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld .
C-103. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (FULL) . . X (FULL) FleeceBACK
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
in. 1.5-i i Insulation: (Optional) Additional layer(s) base
c-10a, | Min- 2,500 psi c'\,/:l:/ni 51[?:;'Trfiljiizer;jeiurlihl\zw Flexible FAST instjlatilon (Optional) Addi vert NgglBJe FAST Sure-Weld Flexible FAST (FULL) | -390.0
: structural concrete : P T (SPLATTER) . . X (SPLATTER) FleeceBACK ’
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2.500 osi Flexible FAST or insulation Flexible FAST or Sure-Weld
C-105. stru‘ctL;raI cgncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT FleeceBACK Flexible FAST (FULL) -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
. . Min. 1.5-inch InsulBase, SecurShield . insulation .
C-106. :fizétzﬁfflocgzlcrete or Min. 1-inch Insulfoam 1, 11, IX, VIII, (Féfgg’éeNF)AST Coverboard: Min. 0.25-inch DEXcell FA Glass (FF':gg’éeNF)AST ig:c‘:;:'gl( Flexible FAST (FULL) | -345.0
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
. . Min. 1.5-inch InsulBase, SecurShield . insulation .
c-107. :fr':'ctzéfflocz:crete or Min. 1-inch Insulfoam 1, 11, IX, VIII, (F;Tl’;g’c')eNF)AST BT | coverboard: Min. 0.25-inch DEXcell FA Glass (F:;g’éeNF)AST bt ‘:':;r:c_\e'\é:'gK Flexible FAST (FULL) | -277.5
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
lation: ional) Additional |
Min. 2.500 bsi Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or 7::::;'::;8: (Optional) Additional layer(s) base Flexible FAST or Sure-weld
C-108. v P or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT . . Flexible FAST DT Flexible FAST (FULL) -127.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK FleeceBACK
XIV or XV (RIBBON) =OVEIDLars (RIBBON)
Gypsum-Fiber Roof Board
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min '1 5 |r.10h InsulBase, SecurShield Flexible FAST 'nsu at'lon (Optional) Additional layer(s) base Flexible FAST Sure-Weld .
C-109. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi Mln.‘1.5—|r'1ch InsulBase, SecurShield Flexible FAST DT !nsulat'lon: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld .
C-110. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min '1 5 |r.1ch InsulBase, SecurShield Flexible FAST DT .nsu a .|on (Optional) itional layer(s) base Flexible FAST DT Sure-Weld .
C-111. or Min. 1-inch Insulfoam |, I, IX, VIII, insulation Flexible FAST (FULL) -397.5
structural concrete (FULL) . i (FULL) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck i pya— £ ver(s) e 2 MDP
ac ac s
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi . . . VNP . Sure-Weld .
C-112. structural concrete Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, I, IX, VIII, XIV or XV Flexible FAST DT FleeceBACK Flexible FAST (FULL) -202.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2.500 psi E:zi:z:: Eﬁ:l gfl_ Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or Sure-Weld
Cc-113. str!u;:tliral cg;'crete Min. 2-inch ChannelDry EPS (RIBBON. 6.inch or Min. L-inch Insulfoam I, 1I, IX, VIII, XIV or XV | Flexible FAST DT F::;:ceB:CK Flexible FAST (FULL) | -397.5
o) ! Coverboard: Min. 7/16-inch APA rated OSB (FULL)
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min .1 5 |r.10h InsulBase, SecurShield Flexible FAST .nsu a .|on (Optional) itional layer(s) base Flexible FAST Sure-Weld .
C-114. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation Flexible FAST (FULL) -390.0
structural concrete (SPLATTER) . X (SPLATTER) FleeceBACK
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi ) ) ) Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | Sure-Weld )
G5 | Gtructural concrete | I 0-3-inch Securshield HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK Flexible FAST (FULL) 1275
Min. 2,500 psi ) ) ) Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FASTDT | Sure-Weld )
G161 Gtructural concrete | VI 0-3-inch Securshield HD (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK Flexible FAST (FULL) 390.0
Insulation: ional) Additional |
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or 7i::3|::;82 (Optional) Additional layer(s) base Flexible FAST or Sure-Weld
C-117. stru.ctl;ral czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min 0.5-inch S Shield H Flexible FAST DT FleeceBACK Flexible FAST (FULL) -157.5
1, 11, 1X, VIII, XIV or XV (RIBBON) R ENpard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus or EcoStorm VSH
) Insulation: (Optional) Min. 0.5-inch SecurShield )
Flexible FAST or - ; Flexible FAST or
in. i or Min. 1-inch Insulfoam I, II, IX, VIII, XIV or XV . - )
c11g, | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT inch Insutioa : Flexible FAST pT | Sure-Weld Flexible FAST (FULL) | -157.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK
SecurShield HD Plus or EcoStorm VSH
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
c-119. :fiﬂ;fu'fflocg:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT ;“er:c’:;igl( Flexible FAST (FULL) | -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
i Insulation: ional) Additional |
Min. 2,500 psi (Opt|on:i1l) Min 1.5 mc.h InsulBase, Flexible FAST 'nsu at'lon (Optional) Additional layer(s) base Flexible FAST Sure-Weld .
C-120. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -352.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, 1 o\ i\ pacrpy | Insulation: (Optional) Additional layer(s) base | ¢\ o1 eacT DT | sure-weld .
C-121. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
1, 11, 1X, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Opt|on:?l) Min. 1..5-|nc.h InsulBase, Flexible FAST DT !nsulat'lon: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld .
C-122. SecurShield or Min. 1-inch Insulfoam insulation Flexible FAST (FULL) -352.5
structural concrete (FULL) . . (FULL) FleeceBACK
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
system — y —— P yer(s) —— (Note 15) MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi . . . VNP . Sure-Weld .
C-123. Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 1-inch Insulfoam I, I, IX, VIII, XIV or XV Flexible FAST DT Flexible FAST (FULL) -202.5
structural concrete . . FleeceBACK
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2.500 psi E:zi:z:: Eﬁ:l gfl_ Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or Sure-Weld
Cc-124. str!u;:tliral cg;'crete Min. 2-inch ChannelDry EPS (RIBBON. 6.inch or Min. L-inch Insulfoam I, 1I, IX, VIII, XIV or XV | Flexible FAST DT F::;:ceB:CK Flexible FAST (FULL) | -397.5
o) ’ Coverboard: Min. 0.5-inch EcoStorm VSH (FULL)
Min. 2.500 osi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or ::zﬁ:ﬁ: (Optional) Additional layer(s) base Flexible FAST or Sure-Weld
C-125. stru‘ctL;raI cgncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min.1.54nch S Shield 4D Flexible FAST DT FleeceBACK Flexible FAST (FULL) -112.5
1, 11, 1X, VIII, XIV or XV (RIBBON) =overboar: Minfe o 82 'S (RIBBON)
Composite
Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
in. i Min. 1-inch Insulfi 1, 11, 1X, VI, XIV or XV ) - .
c126. | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FASTDT | oF 'n- 2-inch ‘nsufioam S Flexible FAST DT | Sure-Weld Flexible FAST (FULL) | -112.5
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK
(RIBBON) = (RIBBON)
Composite
. ) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-127. 'S\fr'z'ctzl;fgocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT ;‘geec"\:‘éigK Flexible FAST (FULL) | -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-Weld
C-128. stru.ctL;raI czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT FleeceBACK Flexible FAST (FULL) -187.5
I, 11, IX, VIIL, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
. ) Flexible FAST or (Optional) Additional optional layer(s) min. 1- Flexible FAST or .
C-129. 's\fclllzlctzl;fzzocz:crete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT ill:efc-(\e/\é(/e-\ng {;EXIIE)'E FASTDT -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. . . (Optional) Additional optional layer(s) min. 1- . .
Min. 2,500 psi . . . Flexible FAST . Flexible FAST Sure-Weld Flexible FAST DT
C-130. structural concrete Min. 1.5-inch InsulBase, SecurShield (RIBBON) inch In:';L.JIfoam 1, 10, 1X, VIII, 'XIV or .XV followed (RIBBON) FleeceBACK (FULL) -397.5
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- . .
c131, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | | X¥I21€ FASTDT 1y culfoam I, I, 1X, VIl XIV or XV followed | T/eXible FASTDT | Sure-Weld Flexible FAST DT 2775
structural concrete (RIBBON) o ) . (RIBBON) FleeceBACK (FULL)
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- . .
c13p. | Min-2500psi Min. 1.5-inch InsulBase, Securshield | | <¥IP1€ FASTDT | 4oy nsulfoam I, I, IX, VIl XIV or XV followed | TeXiPle FASTDT | Sure-Weld Flexible FAST DT 3975
structural concrete (FULL) " X . (FULL) FleeceBACK (FULL)
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- . .
Min. 2,500 psi . . . Flexible FAST . Flexible FAST Sure-Weld Flexible FAST DT
C-133. structural concrete Min. 1.5-inch InsulBase, SecurShield (SPLATTER) inch Injc,l..|lfoam 1,10, 1X, VI, ?(IV or ?(V followed (SPLATTER) FleeceBACK (FULL) -390.0
by additional layer(s) base insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
c134, | Min-2,500psi Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT | Sure-Weld Flexible FAST DT 1575
structural concrete . . i FleeceBACK (FULL)
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
i Insulation: ional) Additional |
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | o\ ;0 pacr Insulation: (Optional) Additional layer(s) base | 0\ o0 eacy Sure-Weld Flexible FAST DT
C-135. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -397.5
structural concrete (RIBBON) . . X (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield |\ pacrpp | Insulation: (Optional) Additional laver(s)base o\ o\ eacr o | sure-weld Flexible FAST DT
C-136. or Min. 1-inch Insulfoam I, II, IX, VIII, insulation -277.5
structural concrete (RIBBON) . . X (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ .\ ereppp | Insulation: (Optional) Additional laver(s)base | o\ o\ ercr o | syre-weld Flexible FAST DT
C-137. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -397.5
structural concrete (FULL) . . X (FULL) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
in. 1.5-i i Insulation: (Optional) Additional layer(s) base
c1zs | Min-2,500ps L Sli?nci’h'Tﬁs“u'iifﬁeﬁuﬁihﬁ'ﬁ Flexible FAST — (ORgonNG ! laverts) Flexible FAST Sure-Weld Flexible FAST DT 3500
’ structural concrete : P T 1 (SPLATTER) . . . (SPLATTER) FleeceBACK (FULL) '
XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
. . Flexible FAST or insulation Flexible FAST or .
C-139. 's\fclllzlctzl;fzgocz:crete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT ill:efc-(\e/\é(/e-\ng {;EXIIE)'E FASTDT -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
in. 1.5-i i insulati
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | ¢ 0 eacr msulation - _ Flexible FAST Sure-Weld Flexible FAST DT
C-140. or Min. 1-inch Insulfoam |, II, IX, VIII, Coverboard: Min. 0.25-inch DEXcell FA Glass -345.0
structural concrete (RIBBON) — ; ) (RIBBON) FleeceBACK (FULL)
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
. . Min. 1.5-inch InsulBase, SecurShield . insulation ) .
C-141. :fr':ctﬁ_?locz:c rete | OF Min. 1-inch Insulfoam I, 11, IX, VI, :::{Tg:’cl)eNF)AST ot Coverboard: Min. 0.25-inch DEXcell FA Glass (F:;g)éeNF)AST ot ‘:':g:c_\e'\éeAng (FFIEXL'BIe FASTDT -277.5
XIV or XV Mat Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional | b
Min. 2,500 psi Flexible FAST or |:2:|:t:22 (Optional) Addtional 2yer(s1B22€ | Fiexible FAST or Sure-Weld Flexible FAST DT
C-142. o P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . Flexible FAST DT -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK FleeceBACK (FULL)
(RIBBON) _— (RIBBON)
Gypsum-Fiber Roof Board
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

B Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac s
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST or :::z:ﬁ: (Optional) Additional layer(s) base Flexible FAST or Sure-weld Flexible FAST DT
C-143. stru;:tt;ral czncrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK. Flexible FAST DT FleeceBACK (FULL) -187.5
XIV or XV (RIBBON) ~overboard: Min. 9.2->-Inc (RIBBON)
Gypsum-Fiber Roof Board
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min. 1.5-inch InsulBase, SecursShield | ¢\ o\ £acy Insulation: (Optional) Additional layer(s) base | o\ i) acy Sure-Weld Flexible FAST DT
C-144. or Min. 1-inch Insulfoam I, II, IX, VIII, insulation -397.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ ereppp | Insulation: (Optional) Additional layer(s)base | o\ o\ ercr o | syre-weld Flexible FAST DT
C-145. or Min. 1-inch Insulfoam I, Il, IX, VIII, insulation -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK (FULL)
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ eacrpp | Insulation: (Optional) Additional laver(s)base | o\ o\ eacr o7 | sure-weld Flexible FAST DT
C-146. structural concrete or Min. 1-inch Insulfoam I, II, IX, VIII, (FULL) insulation (FULL) FleeceBACK (FULL) -397.5
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
. . Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or .
c-147. :fr'z‘ctzdfgoczf"crete Min. 2-inch ChannelDry EPS Flexible FASTDT | or Min. 1-inch Insulfoam I, II, IX, VIIl, XIV or XV | Flexible FAST DT il‘fer:c‘rﬁgK (F;EXL'B'e FASTDT -202.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Flexible FAST or . . . . .
. . ; Insulation: (Optional) Min. 1.5-inch SecurShield | Flexible FAST or .
c-148. Qfﬂﬂgfu’ffloczi'crete Min. 2-inch ChannelDry EPS (FF'SQ:’C')GNF?;CDJ or Min. 1-inch Insulfoam 1, II, IX, VIIl, XIV or XV | Flexible FAST DT ‘:':g:c'rl’;igK (F;EXL'B'e FASTDT -397.5
o) ! Coverboard: Min. 7/16-inch APA rated OSB (FULL)
in. 1.5-i i Insulation: (Optional) Additional | b
C-149 Min. 2,500 psi 2’:':/”31 51[?:31'Ts:tlffizen’je;ur&hl\zlﬁ Flexible FAST 7£:3|:t;2: (Optional) ftional layer(s) base Flexible FAST Sure-Weld Flexible FAST DT -390.0
: structural concrete : P 1 (SPLATTER) . X (SPLATTER) FleeceBACK (FULL) ’
XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld Flexible FAST DT
C150- | Giryctural concrete | I 0-3-inch Securshield HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK (FULL) 127.5
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld Flexible FAST DT
CI5L | Structural concrete | M- 0-5inch Securshield HD (FULL) Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK (FULL) 390.0
Insulation: ional) Additional |
Min. 2,500 psi Flexible FAST or i::ﬁl:lt:ilz: (Optional) Addltionalfaver(s) base Flexible FAST or Sure-Weld Flexible FAST DT
C-152. o P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . . Flexible FAST DT -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK (FULL)
(RIBBON) - (RIBBON)
SecurShield HD Plus or EcoStorm VSH
. \ \ Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ i\ eacr insulation Flexible FAST Sure-Weld Flexible FAST DT
C-153. SecurShield or Min. 1-inch Insulfoam . . . -397.5
structural concrete LI X, VI XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK (FULL)
L Q SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac s
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
) . . Insulation: (Optional) Additional layer(s) base
c1sa | Min.2,500psi gzgi'rf;?]?é)lgﬂérdli':f::ﬁ:ﬁ‘ﬁ;m Flexible FASTDT | insulation Flexible FAST DT | Sure-Weld Flexible FAST DT P
’ structural concrete L1l IX. VI XIV or )&V (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK (FULL) '
o SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢ o1 eacrpT | insulation Flexible FAST DT | Sure-Weld Flexible FAST DT
C-155. SecurShield or Min. 1-inch Insulfoam . . . -397.5
structural concrete L1l IX. VL XIV or XV (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK (FULL)
e SecurShield HD Plus or EcoStorm VSH
. Insulation: (Optional) Min. 1.5-inch SecurShield )
Flexible FAST or 4 Flexible FAST or
in. i or Min. 1-inch Insulfoam I, 11, IX, VIII, XIV or XV . - i
c156, | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT N 2-neh : : Flexible FAST pT | Sure-Weld Flexible FAST DT 2025
structural concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield Flexible FAST or
Min. 2,500 psi . . Flexible FAST DT or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV ) Sure-Weld Flexible FAST DT
C157. structural concrete Min. 2-inch ChannelDry EPS (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, ::;EXIT)IE FAST DT FleeceBACK (FULL) 3975
o.c.) SecurShield HD Plus or EcoStorm VSH
. X X Insulation: (Optional) Additional layer(s) base
C-158 Min. 2,500 psi (SZE:rOST:(le)I(;wc;:l\jli-l;—cl:clm:!sialsc?;m Flexible FAST insulation Flexible FAST Sure-Weld Flexible FAST DT -390.0
: structural concrete L1l IX. VI XIV or )&V (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) FleeceBACK (FULL) ’
e SecurShield HD Plus or EcoStorm VSH
. ) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
C-159. 'S\fr'z'ctzl;fgocz:crete Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT | insulation Flexible FAST DT ;‘geec"\:‘éigK (F;E"L't’)'e FASTDT 1575
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ i\ eacr Insulation: (Optional) Additional laver(s) base | ¢\ iy past Sure-Weld Flexible FAST DT
C-160. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) FleeceBACK (FULL) -352.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ 0 agrpy | Insulation: (Optional) Additional layer(s)base | o\ o1 eacr o | sure-weld Flexible FAST DT
C-161. SecurShield or Min. 1-inch Insulfoam insulation -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK (FULL)
1,11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ )0 eacrpp | Insulation: (Optional) Additional laver(s) base | o 1o eastpT | sure-weld Flexible FAST DT
C-162. SecurShield or Min. 1-inch Insulfoam insulation -352.5
structural concrete (FULL) . . (FULL) FleeceBACK (FULL)
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2.500 oci (Optional) Min. 0.5-inch InsulBase, | Flexible FAST or m (Optional) Additional layer(s) base | ¢\ 1o st o Sure-Weld Flexible FAST DT
C-163. stru;:tL;raI czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 1.5-inch S shield HD Flexible FAST DT FleeceBACK (FULL) -112.5
I, 11, 1X, VI, XIV or XV (RIBBON) %' in. 1.57inch Securshie (RIBBON)
i
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Flexible FAST o Insulation: (Optional) Min. 0.5-inch SecurShield Flexibl& FAST or
in. i Min. 1-inch Insulfi 1, 11, 1X, VIII, XIV or XV ) - i
c-16a, | Min-2,500psi Min. 2-inch ChannelDry EPS Flexible FASTDT | OF /- 2-inch ‘nsufioam 2 or Flexible FAST DT | Sure-Weld Flexible FAST DT 1125
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK (FULL)
(RIBBON) ~eeeeels (RIBBON)
Composite
. ) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
C-165. inﬂ'ctzu’f;oﬁlrete Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT i:geec'e\f‘éi‘ch (F;EXL'E)'E FAST DT -157.5
(RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
. . (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or .
C-166. :fr':‘ctzl;f:locg:crete SecurShield or Min. L-inch Insulfoam | Flexible FASTDT | insulation Flexible FAST DT i:;r:c‘:;igl( (FF'EXL'B'e FASTDT -187.5
I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi . . . FIex!bIe FAST or §Opt|onal) Additional optional layer(s) min. 1- Flex!ble FAST or Sure-weld
C-167. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam I, Il, IX, VIII, XIV or XV followed Flexible FAST DT FleeceBACK HydroBond WB -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. ) . (Optional) Additional optional layer(s) min. 1- )
c-168. | Min- 2,500 psi Min. 1.5-inch InsulBase, Securshield | T cXPle FAST inch Insulfoam I, I, IX, VIII, XIV or XV followed | | eXiPle FAST sure-Weld HydroBond WB -280.0
structural concrete (RIBBON) " X . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
c-169, | Min- 2,500 psi Min. 1.5-inch InsulBase, Securshield | X1PIe FASTDT ot Insulfoam I, I, IX, VIIL, XIV or XV followed | eXible FASTDT | Sure-Weld HydroBond WB 2775
structural concrete (RIBBON) N . . (RIBBON) FleeceBACK
by additional layer(s) base insulation
. ) . (Optional) Additional optional layer(s) min. 1- .
C-170. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield FlexibiQEASQT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST DT Sure-Weld HydroBond WB -280.0
structural concrete (FULL) . K . (FULL) FleeceBACK
by additional layer(s) base insulation
Min. 2,500 psi Mln.'1.5-|r.10h InsulBase, SecurShield Flexible FAST ?Optlonal) Additional optional layer(s) min. 1- Flexible FAST Sure-weld
C-171. or Min. 1-inch Insulfoam I, Il, IX, VIII, inch Insulfoam I, Il, IX, VIII, XIV or XV followed HydroBond WB -280.0
structural concrete (SPLATTER) " X . (SPLATTER) FleeceBACK
XIV or XV by additional layer(s) base insulation
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-Weld
C-172. stru.ctL;raI czncrete or Min. 1-inch Insulfoam |, Il, IX, VIIl, | Flexible FAST DT insulation Flexible FAST DT FleeceBACK HydroBond WB -157.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or m (Optional) itional layer(s) base Flexible FAST or Sure-Weld
C-173. v p or Min. 1-inch Insulfoam I, Il, IX, VIII, Flexible FAST DT . . Flexible FAST DT HydroBond WB -157.5
structural concrete Coverboard: Min. 0.25-inch DEXcell FA Glass FleeceBACK
XIV or XV (RIBBON) S (RIBBON)
Mat Roof Board
Insulation: (Optional) Additional | b
Min. 2500 oei Flexible FAST o 7.22&1.'32 (Optional) Additional layer(s)base | o\ iy FasT or Sure-Weld
C-174. t p Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . Flexible FAST DT HydroBond WB -157.5
structural concrete Coverboard: Min. 0.25-inch SECUROCK FleeceBACK
(RIBBON) =VeRod1s (RIBBON)
Gypsum-Fiber Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

B Insulation L Top Insulation L: Roof C: (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) o oof Cover (Note MDP
ac ac s
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
) ) . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield | o\ o\ £acr insulation Flexible FAST Sure-Weld
C-175. or Min. 1-inch Insulfoam I, II, IX, VIII, . . HydroBond WB -395.0
structural concrete XIV or XV (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) FleeceBACK
Gypsum-Fiber Roof Board
. . . Insulation: (Optional) Additional layer(s) base
176 | Min-2,500psi o“f:\’;l'i:'i'_'i:i: 'I’;Z‘:'lif:z IseITUIrXSh\'/TI'Id Flexible FASTDT | insulation Flexible FAST DT | Sure-Weld HedroBond WB 9775
’ structural concrete XIV o ;(V r 2 (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) FleeceBACK Y '
Gypsum-Fiber Roof Board
. . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ o\ crerpT | insulation Flexible FAST DT | Sure-Weld
C-177. or Min. 1-inch Insulfoam I, II, IX, VIII, . . HydroBond WB -395.0
structural concrete XIV or XV (FULL) Coverboard: Min. 0.25-inch SECUROCK (FULL) FleeceBACK
Gypsum-Fiber Roof Board
. X . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch InsulBase, Securshield | o\ o\ pacr insulation Flexible FAST Sure-Weld
C-178. or Min. 1-inch Insulfoam I, II, IX, VIII, . . HydroBond WB -390.0
structural concrete |\ (SPLATTER) Coverboard: Min. 0.25-inch SECUROCK (SPLATTER) FleeceBACK
Gypsum-Fiber Roof Board
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
©179 | structural concrete | M- 0-5inch Securshield HD (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) FleeceBACK HydroBond WB 127.5
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
C-180. structural concrete Min. 0.5-inch SecurShield HD (FULL) 7Coverboard: Min. 0.5-inch SecurShield HD (FULL) FleeceBACK HydroBond WB 397.5
Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or m (Optional) itional layer(s) base Flexible FAST or Sure-Weld
C-181. i P or Min. 1-inch Insulfoam I, II, IX, VIIl, | Flexible FAST DT . . . Flexible FAST DT HydroBond WB -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK
XIV or XV (RIBBON) ~EY=IR0aLE (RIBBON)
SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o 10 past insulation Flexible FAST Sure-Weld
C-182. SecurShield or Min. 1-inch Insulfoam . . . HydroBond WB -397.5
structural concrete L1l X, VIIL XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK
L SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ 1o eacrpT | insulation Flexible FAST DT | Sure-Weld
C-183. SecurShield or Min. 1-inch Insulfoam . . . HydroBond WB -277.5
structural concrete LIl X VI XIV or XV (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FleeceBACK
e a SecurShield HD Plus or EcoStorm VSH
. . X Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ 1o eaT DT | insulation Flexible FAST DT | Sure-Weld
C-184. SecurShield or Min. 1-inch Insulfoam . . . HydroBond WB -397.5
structural concrete L1 I VL XIV or XV (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK
QU SecurShield HD Plus or EcoStorm VSH
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Flexible FAST o Insulation: (Optional) Min. 1.5-inch SecurShield Flexibl& FAST or
in. i Min. 1-inch Insulfi 1, 11, 1X, VIII, XIV or XV ) -
C-185. Min. 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT or Min. 2-Inc .nsu oa.m . or Flexible FAST DT Sure-Weld HydroBond WB -202.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, FleeceBACK
(RIBBON) TS (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
g6 | Min 2,500 psi Vi 2-inch ChannelDry EPS Flexible FASTDT | or Min. L-inch Insulfoam 1, II, IX, VL, XIV or XV i:ZX'E:: E’/E o0 | sure-weld HvdroBond WE 2675
= o . L . X1 - .
structural concrete In. £nc anneibry (RIBBON, 6-inch Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FleeceBACK yarobon
o.c.) SecurShield HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
c1g7 | Min.2,500psi Sez’u'r"s’;]?el g (;:.Mi.n_lﬁnd?sl:sual‘:s;m Flexible FAST insulation Flexible FAST Sure-Weld HvdroBond WB 290.0
: structural concrete ) (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD or (SPLATTER) FleeceBACK Y ’
1, 11, 1X, VIII, XIV or XV T
SecurShield HD Plus
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2 . z N . -Wel
C-188. str'zcn;fgocgrs"crete Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT | insulation Flexible FAST DT ig:ceBeAgK HydroBond WB 1575
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optlonz?l) Min. 1'.5-|nc.h InsulBase, Flexible FAST !nsulat!on: (Optional) Additional layer(s) base Flexible FAST Sure-Weld
C-189. SecurShield or Min. 1-inch Insulfoam insulation HydroBond WB -352.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Opt|on:i1l) Min. 1..5—|nc.h InsulBase, Flexible FAST DT !nsulat'lon: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld
C-190. SecurShield or Min. 1-inch Insulfoam insulation HydroBond WB -277.5
structural concrete (RIBBON) . . (RIBBON) FleeceBACK
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optlonz?l) Min. 1'.5-|nc.h InsulBase, Flexible FAST DT !nsulat!on: (Optional) Additional layer(s) base Flexible FAST DT Sure-Weld
C-191. structural concrete SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) FleeceBACK HydroBond WB -352.5
1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2.500 bsi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or i::ﬁl:t;g: (Optional) itional layer(s) base Flexible FAST or Sure-weld
C-192. Stru;:tl,’lra| czncrete SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 1.5-inch S Shield HD Flexible FAST DT FleeceBACK HydroBond WB -112.5
1, 11, 1X, VIII, XIV or XV (RIBBON) ~overboard: Min. 1.>-Inch securshie (RIBBON)
Composite
Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield Flexible FAST or
in. 2 i R or Min. 1-inch Insulfoam I, Il, IX, VIII, XIV or XV . -
C-193, | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST DT N 2-Inch nsutioa : Flexible FAST pT | Sure-Weld HydroBond WB 1125
structural concrete Coverboard: Min. 1.5-inch SecurShield HD FleeceBACK
(RIBBON) e (RIBBON)
Composite
SURE-WELD AFX MEMBRANE APPLICATIONS:
Min. 2,500 psi Sure-Weld
c-194. - £,°80 P! Min. 0.5-inch HP Recovery Board HA None HA ure-e Hot Asphalt -150.0
structural concrete AFX
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
system — y —— P yer(s) —— (Note 15) MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
One or more layers min. 1.5-inch L . .
c-195 Min. 2,500 psi InsulBase, Polyiso HP-N, Polyiso HP- HA :::z:ﬁ' (Optional) Additional layer(s) base HA Sure-Weld Hot Asphalt 150.0
’ structural concrete W, ACFoam I, SecurShield, ENRGY 3 c board: Min. 0.5-inch HP R Board AFX P ’
or 1SO 95+ GL overboard: Min. 0.5-inc ecovery Boar
SURE-WELD SAT MEMBRANE APPLICATIONS:
Min. 2,500 psi . . . Flex!ble FAST or ‘Optlonal) Additional optional layer(s) min. 1- Flex!ble FAST or Sure-Weld
C-196. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam I, 11, IX, VIII, XIV or XV followed Flexible FAST DT SAT Self-adhered -157.5
(RIBBON) by additional layer(s) base insulation (RIBBON)
. ) . (Optional) Additional optional layer(s) min. 1- .
C-197. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST inch Insulfoam 1, 1I, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Self-adhered -352.5
structural concrete (RIBBON) o X . (RIBBON) SAT
by additional layer(s) base insulation
. . . (Optional) Additional optional layer(s) min. 1- .
c198, | Min-2,500psi Min. 1.5-inch InsulBase, Securshield | | ¥21€ FASTDT |4y nsulfoam I, I, 1X, VIl XIV or XV followed | T/eXiPle FASTDT | Sure-Weld Self-adhered 2775
structural concrete (RIBBON) . X . (RIBBON) SAT
by additional layer(s) base insulation
. ) . (Optional) Additional optional layer(s) min. 1- )
C-199. Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed Flexible FAST Sure-Weld Self-adhered -352.5
structural concrete (FULL) " X . (FULL) SAT
by additional layer(s) base insulation
. . (Optional) One or more layers, min. . Insulation: (Optional) min. 1-inch Insulfoam |, II, .
C-200. :fr'z‘cif:locz;‘crete L-inch Insulfoam I, Il, IX, VIII, XIV or (F;E"L'B'e FAP IX, VIII, XIV or XV (F;E"L'E)'e FAST :;’\;e’we'd Self-adhered 3150
XV or min. 2-inch ChannelDry EPS Coverboard: Min. 2-inch Insulfoam SP
. ) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2,500 psi . . . . y N . Sure-Weld
C-201. structural concrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT SAT Self-adhered -157.5
(RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. . Min. 1.5-inch InsulBase, SecurShield | Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
Min. 2,500 psi R . X TN . Sure-Weld
C-202. structural concrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT insulation Flexible FAST DT SAT Self-adhered -232.5
XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Flexible FAST or insulation Flexible FAST or Sure-Weld
C-203. stru;:tl;ral cgncrete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT SAT Self-adhered -157.5
(RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
. . Min. 1.5-inch InsulBase, SecurShield Flexible FAST or insulation Flexible FAST or
Min. 2,500 psi . . X . . . Sure-Weld
C-204. structural concrete or Min. 1-inch Insulfoam |, II, IX, VIII, Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Flexible FAST DT AT Self-adhered -232.5
XIV or XV (RIBBON) Mat Roof Board or min. 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck L e B yer(s) e = MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 0.5-inch InsulBase, SecurShield Flexible FAST or 7"[::;:':;2: (Optional) ftional layer(s) base Flexible FAST or Sure-weld
C-205. stru;:tt;ral czncrete or Min. 1-inch Insulfoam I, II, IX, VIII, Flexible FAST DT c board: Min. 0.25-inch SECUROCK Flexible FAST DT SAT Self-adhered -157.5
XIV or XV (RIBBON) overboard: Min. 1.257Inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
C-206. structural concrete Min. 0.5-inch SecurShield HD (RIBBON) 7Coverboard: Min. 0.5-inch SecurShield HD (RIBBON) SAT Self-adhered 127.5
Min. 2,500 psi . . . Flexible FAST DT Insulation: Min. 1.6-inch Optim-R Flexible FAST DT Sure-Weld
C-207. structural concrete Min. 0.5-inch SecurShield HD (FULL) 7Coverboard: Min. 0.5-inch SecurShield HD (FULL) SAT Self-adhered 397.5
Insulation: (Optional) Additional | b
Vi, 2,500 osi Flexible FAST o 7;:3';:22 (Optional) Additional laver(s)base | ¢\ iy easT or SureWeld
C-208. . P Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT . . < Flexible FAST DT Self-adhered -157.5
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, SAT
(RIBBON) == ee (RIBBON)
SecurShield HD Plus or EcoStorm VSH
. i i Insulation: (Optional) Additional layer(s) base
200, | Min.2,500psi g‘zz&‘r‘;’;"l‘;’lmmli';f:!ﬁ:'ﬁ:ﬁam Flexible FAST insulation Flexible FAST Sure-Weld self-adhered 3975
: structural concrete ’ (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) SAT ’
1, 1, 1X, VI, XIV or XV X
SecurShield HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
c-210 Min. 2,500 psi Se?ulrosh?eld clr .Mi.n Iljnchsi:sual‘:;m Flexible FAST DT insulation Flexible FAST DT Sure-Weld Self-adhered 2775
: structural concrete ) (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) SAT ’
1, 1, IX, VI, XIV or XV N
SecurShield HD Plus or EcoStorm VSH
. X X Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ 1 easT b | insulation Flexible FAST DT | Sure-Weld
C-211. SecurShield or Min. 1-inch Insulfoam ) ) ) Self-adhered -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) SAT
1, 11, IX, VIII, XIV or XV ===mad s
SecurShield HD Plus or EcoStorm VSH
i Insulation: (Optional) Min. 1.5-inch SecurShield .
Flexible FAST or TV Flexible FAST or
in. i Min. 1-inch | If 1, 11, 1X, VIII, XIV or XV . -
c212. | Min- 2,500 psi Min. 2-inch ChannelDry EPS Flexible FAST pT | O VM- 2-inch Insutioam 2 or Flexible FAST DT | Sure-Weld Self-adhered 2025
structural concrete Coverboard: Min. 0.5-inch SecurShield HD, SAT
(RIBBON) PRT (RIBBON)
SecurShield HD Plus or EcoStorm VSH
Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield .
o | Min 2,500 psi Min. 2:nch ey EPS Flexible FASTDT | or Min. 1-inch Insulfoam I, II, IX, VI, XIV or XV i::i:g:z Eﬁg o | sure-weld celf-adhered 2075
" | structural concrete | " N HANTERY (RIBBON, 6-inch | Coverboard: Min. 0.5-inch SecurShield HD, (FULL) SAT eli-adhere :
o.c.) SecurShield HD Plus or EcoStorm VSH
. X X Insulation: (Optional) Additional layer(s) base
co1a | Min-2,500psi gzs:‘r‘;ﬁgg’g:wlll:';cl:c'ssl:'i‘?fjam Flexible FAST insulation Flexible FAST Sure-Weld self-adhered 390.0
’ structural concrete ' (SPLATTER) Coverboard: Min. 0.5-inch SecurShield HD, (SPLATTER) SAT ’
1, 1, IX, VI, XIV or XV -
SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmMO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
system — y —— P yer(s) —— (Note 15) MDP
ac ac N
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-215. 's\frlz.ctzl;?a?locz:crete Min. 0.5-inch InsulBase, SecurShield Flexible FAST DT insulation Flexible FAST DT Zx_rre—Weld Self-adhered -157.5
(RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ o0 £por Insulation: (Optional) Additional laer(s) base | ¢\ 1 pact Sure-Weld
C-216. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) SAT Self-adhered -352.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i in. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ o\ pacrpy | Insulation: (Optional) ver(s) Flexible FAST DT | Sure-Weld
C-217. structural concrete SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) SAT Self-adhered -277.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | o\ .\ pacrpp | Insulation: (Optional) Additionallaver(s) base | o o cacrpr | sure-weld
C-218. structural concrete SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) SAT Self-adhered -352.5
1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
SURE-WELD FLEECEBACK RL APPLICATIONS:
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-219. stru.ctljral czncrete SecurShield or min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Weld FleeceBACK RL -142.5
I, 1, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch InsulBase RL (RIBBON)

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

structural concrete

InsulBase, SecurShield

(RIBBON)

Coverboard: Min. 0.5-inch DensDeck Prime
or SECUROCK Gypsum-Fiber Roof Board

(RIBBON) / torch-applied

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
No. Note 1 2L 2L sf
(Note 1) Type SR Type SRS Base Ply Top Ply (psf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . " Sure-Weld
R Insulation: (Optional) Additional layer(s) .
Min. 2,500 psi Min. 0.5-inch " en Wit base insulation Flexible FAST or SureMB 90TG or 1207G | |/eeCeBACK/
C-220. . Flexible FAST DT X X . Flexible FAST DT X Flexible FAST or -157.5
structural concrete InsulBase, SecurShield Coverboard: Min. 0.25-inch DensDeck Prime / torch-applied .
(RIBBON) P . (RIBBON) Flexible FAST DT
or SECUROCK Gypsum-Fiber Roof Board
(FULL)
Flexible FAST o Insulation: (Optional) Additional layer(s) Flexible FAST or IS:Il:er:c-t\eAIIBiIgK/
in. i in. 1.5-i base insulati
c-221. Min. 2,500 psi Min. p-In°y Flexible FAST DT ase nsufation Flexible FAST DT SureMB 90TG or120TG | 1 ipje FAST or -165.0

Flexible FAST DT
(FULL)

SURE-WELD AFX MEMBRANE APPLICATIONS:
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NEmoO | etc.e
TABLE 38: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Ceah e MDP
No. (Note 1) I8 ac (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) LB L
SureMB 90 Base,
Min. 2,500 psi . . . . . SureMB 90 Poly Base or
c-222 structural concrete Min. 2-inch InsulBase, Hot asphalt Min. 0.25-inch DensDeck Prime or Hot asphalt SureMB 120 Poly Base / | Sure-Weld AFX / C- 1575
’ ASTM D41 primed H-Shield SECUROCK Gypsum-Fiber Roof Board hot asphalt, or SureMB | MCA or hot asphalt ’
( primed) 907G or 120TG / torch-
applied
X Insulation: (Optional) Additional layer(s) i
=Notidtion: Sure-Weld AFX
Min. 2,500 psi Min. 0.5-inch Flexible FAST or base insulation Flexible FAST or SureMB 90TG or 120TG | ~re Ve
C-223. . Flexible FAST DT ) A X Flexible FAST DT . C-MCA or hot -157.5
structural concrete InsulBase, SecurShield Coverboard: Min. 0.25-inch DensDeck Prime / torch-applied
(RIBBON) =r=enes ; (RIBBON) asphalt
or SECUROCK Gypsum-Fiber Roof Board
) ) ) ) Flexible FAST or Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Weld AFX /
c-224. 'S\fr'z'ctzu’fgoczrs]'crete Iml:llBife:”;cehcur shielg | Flexible FAST DT base insulation Flexible FAST DT f“trjr'\c/'h%:mligr 120761 \ca or hot -202.5
’ (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON) PP asphalt
. . Min. 1.5-inch . Insula.\tlon: (thlonal) Additional layer(s) Sure-Weld AFX /
C-225 Min. 2,500 psi InsulBase, SecurShield OB500 base insulation 0B500 SureMB 90TG or 120TG C-MCA or hot 105.0
. structural concrete | or min. 2-inch Coverboard: Min. 0.25-inch SECUROCK / torch-applied A N Itor 0 :
Insulfoam I or VIII Gypsum-Fiber Roof Board aspha
. . . . Insulation: (Optional) Additional layer(s) Sure-Weld AFX /
C-226. Min. 2,500 psi Min. 2-inch Insulfoam OB500 base insulation OB500 SureMB 90T§ or 120TG C-MCA or hot 1200
structural concrete 1 or VIII h . . / torch-applied
Coverboard: Min. 0.25-inch DensDeck Prime asphalt
. . . . Insulation: (Optional) Additional layer(s) Sure-Weld AFX /
c227. | Min-2,500psi Min. 1.5-inch 0B500 base insulation 0B500 sureMB 90TG or 120TG | -\ p o1 o -150.0
structural concrete InsulBase, SecurShield X . . / torch-applied
Coverboard: Min. 0.25-inch DensDeck Prime asphalt
. X Insulation: (Optional) Additional layer(s) Sure-Weld AFX /
c228. | Min- 2,500 psi Min. 2-inch InsulBase | OB500 base insulation 0B500 sureMB 90TG or 120G | -\ z o1 hot -202.5
structural concrete i X . / torch-applied
Coverboard: Min. 0.5-inch DensDeck Prime asphalt
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158] MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density sf
RHINOBOND SYSTEMS:
1 per 5.3 ft?
c-229 Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded 45.0
’ structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions. '
Sheet 1-29; Note A
1 per 4.0 ft2
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-230. . ) ) ) . , . ) -52.5
structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions.
Sheet 1-29; Note A
Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- 1 per 3.2 ft? §ure—WeId (m|n|mum 60—r.‘n|I) or Sure-Weld EXTRA
C-231. I . induction welded with RhinoBond tool per -52.5
structural concrete layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO (10 parts per 4 x 8 ft board) , . X
- manufacturer’s instructions.
1 per 4.0 ft?
c-232 Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded -60.0
’ structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions. '
Sheet 1-29; Note A
-Wel ini -mil -Weld EXTRA
c-233 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- 1 per 2.7 ft? isnugjcticfndvézljénelg]:/?;hslghmlc}Bc:);Zu:(fo| ee:i 675
’ structural concrete layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO (12 parts per 4 x 8 ft board) , . . P '
- manufacturer’s instructions.
1 per 2.0 ft?
c-234 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (16 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded 975
’ structural concrete | layers, any combination. Note B. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data with RhinoBond tool per manufacturer’s instructions. '
Sheet 1-29
C-235 Min. 2,500 psi :\:”;'rsl'z:niz:;:;;gior more HD 14-10 or CD-10 and RhinoBond Plate- 18-inch o.c. in rows 60-inch isnugs;\tliv;r:d“f:g:;n;::&r;g);;?{s;\yeel? EXTRA 2300
’ structural concrete v 7 y ! TPO or RhinoBond Treadsafe Plate-TPO o.c. ) . P '
preliminarily attached manufacturer’s instructions.
Min. 2,500 psi Min. 1.5-inch thick, one ormore | 1) 16 214 RhinoBond Plate-TPO or 12-inch o.c. in rows 120-inch | SureWeld (minimum 60-mil) or Sure-Weld EXTRA
C-236. layers, any combination, . induction welded with RhinoBond tool per -30.0
structural concrete N RhinoBond Treadsafe Plate-TPO o.c. , . .
preliminarily attached manufacturer’s instructions.
Min. 1.5-inch thick,
c-237 Min. 2,500 psi Ia ”;rs ir:n(:co;q;n;?ir;ior MoIg HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 120-inch Sure-Weld or Sure-Weld EXTRA induction welded 375
’ structural concrete v 7 y ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. '
preliminarily attached
. ) Min. 1.5-inch thick, one or more . . . . . .
c-238 Min. 2,500 psi lavers. any combination HD 14-10 or CD-10 and RhinoBond Plate- 12-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded 375
’ structural concrete v e y ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. '
preliminarily attached
Min. 1.5-inch thick, Sure-Weld (mini 60-mil Sure-Weld EXTRA
Min. 2,500 psi N Z.>mIneh thick, one ormore | i 1410 or €D-10 and RhinoBond Plate- 12-inch o.c. in rows 60-inch | 2uré-Weld (minimum 60-mil) or Sure-We
C-239. layers, any combination, ) induction welded with RhinoBond tool per -45.0
structural concrete N TPO or RhinoBond Treadsafe Plate-TPO o.c. , .
preliminarily attached manufacturer’s instructions.
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: INDUCTION-WELDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment MDP
Roof (Note 15B) I
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density oof Cover (Note (psf)
Min. 1.5-inch thick, Sure-Weld (mini 60-mil Sure-Weld EXTRA
Min. 2,500 psi - 2.o7INeh RISk, ONE OFMOTE | iy 1410 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 120-inch | Sure-Weld (minimum 60-mil) or Sure-We
C-240. layers, any combination, . induction welded with RhinoBond tool per -52.5
structural concrete N TPO or RhinoBond Treadsafe Plate-TPO o.c. , .
preliminarily attached manufacturer’s instructions.
c-2a1 Min. 2,500 psi :\a/l”;'r:::nf;:gl;’azgi or more HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded 675
’ structural concrete pélir’r;inal\'/ily attached ! TPO or RhinoBond Treadsafe Plate-TPO o.c. with RhinoBond tool per manufacturer’s instructions. '
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft?
. . . . . Dekfast DF-#14-PH3 or Dekfast DF-#15-PH3 . .
Min. 2,500 psi Min. 1-inch thick, one or more exast TR or extas (6 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-242. . with Carlisle isoweld TPO Plate or SFS . A . -45.0
structural concrete | layers, any combination. X Per FM Loss Prevention Data with SFS isoweld® 3000 stand-up tool.
isoweld F1-P-6.8-TPO Plate
Sheet 1-29; Note A
Min. 2,500 psi One or more layers, any D?kfaSt D.F-#.M-PHS or Dekfast DF-#158FQ 1 per 6 ft? Sure-Weld or Sure-Weld EXTRA induction welded
c-243. structural concrete | combination, min. 1.5-inch with Carlisle isoweld TPO Plate or SFS 2x3-ft grid, st d with SFS isoweld® 3000 stand-up tool 525
uctu »min. 2 isoweld F1-P-6.8-TPO Plate X>-ILgrid, staggere {p ook
Min. 2,500 psi One or more layers, any ngfast D.F—#.14—PH3 or Dekfast SR IAQS 1 per 4.0 ft? Sure-Weld or Sure-Weld EXTRA induction welded
C-244. structural concrete | combination, min. 1.5-inch with Carlisle isoweld TPO Plgge or i 2x2-ft grid, staggered with SFS isoweld® 3000 stand-up tool 600
»min. 2 isoweld F1-P-6.8-TPO Plate xe-TLgrid, staggere ptool.
Dekfast DF-#14-PH Dekfast DF-#15-PH
Min. 2,500 psi One or more layers, any ? ast o 3 qQDekfast S-PIY 1 per 3.0 ft? Sure-Weld or Sure-Weld EXTRA induction welded
C-245. structural concrete | combination, min. 1.5-inch with Carlisle isowgld TPQlategy SFY 1.5 x 2-ft grid, st: d with SFS isoweld® 3000 stand-up tool 82.5
o min. 2 isoweld F1-P-6.8-TPO Plate > X 2L BIIC, staggere ptool.
1 per 2.25 ft?
206 Min. 2,500 psi mgéi;?é:‘c:nt:';fﬁ;‘feflta ors Dekfast DF-#15-PH3 with Carlisle isoweld  L5x15fterid Sure-Weld or Sure-Weld EXTRA induction welded 975
: structural concrete - Vers, TPO Plate or SFS isoweld F1-P-6.8-TPO Plate | (firstrow of fasteners spaced 0.5 |\ iy SFS jsoweld® 3000 stand-up tool. '
any combination ft from long edges and 1 ft from
the short edge)
1 per 2.0 ft?
Dekfast DF-#14- Dekfast DF-#15-PH
Min. 2,500 psi Min. 1.5-inch thick, one or more ‘.3 IR ., . Q> or Dekfast >-PH3 (16 parts per 4 x 8 ft board) Sure-Weld or Sure-Weld EXTRA induction welded
C-247. o with Carlisle isoweld TPO Plate or SFS ) . . -97.5
structural concrete | layers, any combination. Note B. X Per FM Loss Prevention Data with SFS isoweld® 3000 stand-up tool.
N isoweld F1-P-6.8-TPO Plate sh
eet 1-29
Min. 2,500 psi One o.r m.ore Iay.ers, any D(.ekfast D.F_#.M_PH?’ or Dekfast DF-#15-PH3 12-inch o.c. in rows 60-inch Sure-Weld or Sure-Weld EXTRA induction welded
C-248. structural concrete combination, min. 1.5-inch, with Carlisle isoweld TPO Plate or SFS o with SFS isoweld® 3000 stand-up tool -37.5
preliminarily attached isoweld F1-P-6.8-TPO Plate o P ’
Min. 2.500 psi Min. 1.5-inch thick, one or more Dekfast DF-#14-PH3 or Dekfast DF-#15-PH3 12-inch o.c. in rows 60-inch Sure-Weld (minimum 60-mil) or Sure-Weld EXTRA
C-249. stru.ctl;ral czncrete layers, any combination, with Carlisle isoweld TPO Plate or SFS ’ .o c induction welded with SFS isoweld® 3000 stand-up -45.0
preliminarily attached isoweld F1-P-6.8-TPO Plate o tool.
Min. 2,500 psi One@FITAge QS Iy Dekfast DF-#14-PH3 or Dekfast DF#15-PH3 | ¢ 1) o ¢ i1 rows 60-inch | Sure-Weld or Sure-Weld EXTRA induction welded
C-250. structural concrete combination, min. 1.5-inch with Carlisle isoweld TPO Plate or SFS o with SES isoweld® 3000 stand-up tool -90.0
preliminarily attached isoweld F1-P-6.8-TPO Plate o P ’
Notes: | A. The plate/fastener combination offset 12 inch from adjacent rows.
B. For these assemblies each row of insulation is staggered by 1 foot.
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TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System X Roof Cover (Note 15) MDP
yNo. Deck (Note 1) Primer Type | e E

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
C-251. Min. 2,500 psi structural concrete None Sure-Weld FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -495.0
C-252. Min. 2,500 psi structural concrete None Sure-Weld FleeceBACK Flexible FAST DT (SPLATTER at 3.5-4.0 Ibs/sq) -722.5
SURE-WELD AFX MEMBRANE APPLICATIONS:
C-253. Min. 2,500 psi structural concrete None Sure-Weld AFX Hot Asphalt -97.5
C-254. Min. 2,500 psi structural concrete CCW-702 or cut-back primer at 250-300 ft?/gal Sure-Weld AFX Hot Asphalt -495.0
SURE-WELD SAT MEMBRANE APPLICATIONS:

C-255. Min. 2,500 psi structural concrete None | Sure-Weld SAT I Self-adhered -425.0

TABLE 3e: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

Deck Roof Cover
System ec Air Barrier Insulation Underlayment MDP
No. (Note 1) Type Attach sf
Min. 2,500 psi VapAir Seal 725TR or SureMB .(Optior.mal) Any fire classified roof 1.2-inch wide stl.'ips of pc?lypropyler.]e, VacuSeal Vent installed in accordance
90TG or 120TG/torch-applied insulation and/or coverboard air permeable filter fabric, loose laid Sure-Weld or Sure- . . R
C-256. structural . . . L . . . R with Carlisle instructions, spaced -97.5
in accordance with Carlisle combination, any thickness, in a crossing pattern, connecting the Weld HS R
concrete . [ L maximum 50 ft o.c.
requirements. loose-laid with staggered joints V2T vents
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g::::ree'tg:t A:t h & yer(s) v Roof Cover MDP
No. (Note 1) T aC T 3¢ (Note 15) sf
(Note 14) ype (Notes 6,7,8) ype (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
TM '"é g/ga., Zil(li:t.:r?toczslllljlzrre— Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Weld / CAV-GRIP III
LWC-1 Gtgde 4(’) lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT AP, LVOC BA or Sure-Weld -52.5
ghtweig € | securshield (RIBBON) (RIBBON) BA
steel concrete
Insulation: (Optional) Additional layer(s) base
insulation
#"'”é é%/ga" Z('i's’i::toczlslhl’:re' (lo;tifcr;]a') Min- | Flexible FAST or 73"5”03'\;?: '\é“”' foézs";”h E:gS';gcé‘KPgme' DE)F(F;” Flexible FAST or Sure-Weld / CAV-GRIP Il
twea | YPeED sten celuar : Flexible FAST DT ass Mat Root BORgor YPSUM-FIDET | flexible FAST DT AP, LVOC BA or Sure-Weld | -52.5
Grade 40 lightweight insulating | InsulBase, Roof Board, min. 0.4375-inch DEXcell Cement Roof
; (RIBBON) ’ 8 8 ) (RIBBON) BA
steel concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
#"'”é E%/ga" Z('i:t‘::toczlslhl’:re' Min. 1.5-inch Flexible FAST or E:E::E:z Eﬁg ng Sure-Weld / CAV-GRIP II|
LWC-3 Gtgde 46 lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation (RIBBON, 6-inch AP, LVOC BA or Sure-Weld -75.0
B g € | securShield (RIBBON, 6-inch o.c.) ! BA
steel concrete o.c.)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Ml.n. 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXFeII Flex!ble FAST or Sure-Weld / CAV-GRIP II
Type BV, existent cellular 1.5-inch X FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Flexible FAST DT
LWcC-4 . o . Flexible FAST DT . . . AP, LVOC BA or Sure-Weld -75.0
Grade 40 lightweight insulating | InsulBase, (RIBBON, 6-inch 0.c.) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON, 6-inch BA
steel concrete SecurShield ! g Board or min. 0.5-inch SecurShield HD, SecurShield HD | o.c.)
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 2,500 psi Zf(li:t'::tocZill'“Z:e_ Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Weld / CAV-GRIP Il
LWC-5 structural lishtweight insulatin InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT AP or Sure-Weld BA -187.5
concrete e g € | securshield (RIBBON) (RIBBON)
concrete
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2,500 psi e'v)'('i';::tocZi'l'”Z:e' (1°5p_ti'n°cla') Min- | tlexible FAST or %}'\sm' foézs";mh SDEQS?zECCkKPEme’ DE)F(,C;” Flexible FAST or Sure-Weld / CAV-GRIP I
LWC-6 | structural X o . : Flexible FAST DT ass Miat Root Board or YPSUM-FIBET | ploxible FAST DT AP, LVOC BA or Sure-Weld | -187.5
concrete lightweight insulating | InsulBase, (RIBBON) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON) BA
concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD

Plus or EcoStorm VSH or or min. 1.5-inch SecurShield
HD Composite or min. 1.5-inch StormBase
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g::::ree'tg:t A:t h P yer(s) v Roof Cover MDP
No. (Note 1) T ac T ac (Note 15) (psf)
(Note 14) ype (Notes 6,7,8) ype (Notes 6,7,8)
in. i - i in. Insulation: (Optional) Additional | b i
Min. 2,500 psi l\/llin 300 psi, pre (OpFlonaI) Min Flexible EAST or .nsu a .|0n (Optional) itional layer(s) base Flex!ble FAST or Sure-Weld / CAV-GRIP II
existent cellular 1.5-inch X insulation Flexible FAST DT
LWC-7 structural K . X . Flexible FAST DT X X . AP, LVOC BA or Sure-Weld -330.0
lightweight insulating | InsulBase, . Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof (RIBBON, 6-inch
concrete ) (RIBBON, 6-incho.c.) | = | BA
concrete SecurShield Board or min. 0.4375-inch DEXcell Cement Roof Board o.c.)
. .| Min. 300 psi, pre- . . . Flexible FAST or
Min. 2,500 psi | o ictent cellular Min. 1.5-inch | Flexible FAST or . " —_ Flexible FAST DT Sure-Weld / CAV-GRIP Ill
LWC-8 structural . S ) InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation ) -350.0
lightweight insulating . . (RIBBON, 6-inch AP or Sure-Weld BA
concrete SecurShield (RIBBON, 6-inch o.c.)
concrete o.c.)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi | Min- 300 psi, pre (Optional) Min. | ¢ i 1o FAST or insulation . _ Flexible FAST or Sure-Weld / CAV-GRIP Ill
existent cellular 1.5-inch . Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST DT
LWC-9 structural K . R . Flexible FAST DT p—— X X i . AP, LVOC BA or Sure-Weld -350.0
concrete lightweight insulating | InsulBase, (RIBBON, 6-inch o.c.) SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch (RIBBON, 6-inch BA
concrete SecurShield ! e SecurShield HD, SecurShield HD Plus or EcoStorm VSH o.c.)
or or min. 1.5-inch SecurShield HD Composite
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
?"'”é f;/ga" Z('i's’t‘::toczlsl'; I’;rre' Min. 1.5-inch Flexible FAST or Flexible FAST or i;;ei;)\:\ée;i;es:ii ‘;bee/
LWC-10 vp ! R o . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT -52.5
Grade 40 lightweight insulating securShield (RIBBON) (RIBBON) FAST DT (FULL) or
steel concrete Y HydroBond WB
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Ml.n. 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXFeII Flexible FAST or Sure.-WeId FIeeceBAFZK/
Type BV, existent cellular 1.5-inch - FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber - Flexible FAST or Flexible
LwWcC-11 . o . Flexible FAST DT X . Flexible FAST DT -52.5
Grade 40 lightweight insulating | InsulBase, (RIBBON) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON) FAST DT (FULL) or
steel concrete SecurShield Board or min. 0.5-inch SecurShield HD, SecurShield HD HydroBond WB
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 22 ga., Ml.n. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flex!ble FAST or Sure.—WeId FIeeceBAFK/
Type BV, existent cellular . . . . . Flexible FAST DT Flexible FAST or Flexible
LWC-12 R o ) InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation : -75.0
Grade 40 lightweight insulating . . (RIBBON, 6-inch FAST DT (FULL) or
SecurShield (RIBBON, 6-inch o.c.)
steel concrete o.c.) HydroBond WB
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g::::ree'tg:t A:t h & yer(s) v Roof Cover MDP
No. (Note 1) T aC T 3¢ (Note 15) sf
(Note 14) ype (Notes 6,7,8) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Min. 300 psi, pre- (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flexible FAST or Sure-Weld FleeceBACK /
Type BV, existent cellular 1.5-inch . FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Flexible FAST DT Flexible FAST or Flexible
LWC-13 . . . . Flexible FAST DT . R . -75.0
Grade 40 lightweight insulating | InsulBase, (RIBBON, 6-inch 0.c.) Roof Board, min. 0.4375-inch DEXcell Cement Roof (RIBBON, 6-inch FAST DT (FULL) or
steel concrete SecurShield ! e Board or min. 0.5-inch SecurShield HD, SecurShield HD | o.c.) HydroBond WB
Plus or EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite or min. 1.5-inch StormBase
Min. 2,500 psi g('i:t'::toczlsl'(jl‘;:e' Min. 1.5-inch Flexible FAST or Flexible FAST or i:ﬁ;}\:\ée;i;e::ii iichl e/
LWC-14 structural R . . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT -187.5
lightweight insulating . FAST DT (FULL) or
concrete SecurShield (RIBBON) (RIBBON)
concrete HydroBond WB
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2,500 psi M|.n. 300 psi, pre- (Opt.lonal) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeFk Prime or. Flexible FAST or Surg—WeId FIeeceBAF:K/
existent cellular 1.5-inch . DEXcell FA Glass Mat Roof Board, min. 0.4375-inch . Flexible FAST or Flexible
LWC-15 structural . L . Flexible FAST DT ' . Flexible FAST DT -187.5
concrete lightweight insulating | InsulBase, (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch (RIBBON) FAST DT (FULL) or
concrete SecurShield SecurShield HD, SecurShield HD Plus or EcoStorm VSH HydroBond WB
or or min. 1.5-inch SecurShield HD Composite or min.
1.5-inch StormBase
in. i - i in. Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi ZT(Ii:t:r:)tocZitIZ:e (10;>ti|nocr;]al) Min Flexible FAST or m (Opti ) ” ver(s) Flexible FAST or Sure-Weld FleeceBACK /
LWC-16 structural " Flexible FAST DT Flexible FAST DT Flexible FAST or Flexible -187.5
lightweight insulati InsulB. - Mi -i -Fi
concrete ightweight insulating nsu as.e, (RIBBON) Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber (RIBBON) FAST DT (FULL)
concrete SecurShield Roof Board
in. i - i in. Insulation: (Optional) Additional | b i -
Min. 2,500 psi Ml.n 300 psi, pre (Opt.lonal) Min Flexible FAST or .nsu a .|0n (Optional) itional layer(s) base Flex!ble FAST or Surg Weld FIeeceBAF:K/
LWC-17 structural existent cellular 1.5-inch Flexible FASTDT insulation Flexible FAST DT Flexible FAST or Flexible 330.0
concrete lightweight insulating | InsulBase, (RIBBON, 6-inch o.c.) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof | (RIBBON, 6-inch FAST DT (FULL) or ’
concrete SecurShield ! h Board or min. 0.4375-inch DEXcell Cement Roof Board o.c.) HydroBond WB
Min. 2,500 psi | M- 300 psi, pre- Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Weld FleeceBACK /
existent cellular ) ) . ) . Flexible FAST DT Flexible FAST or Flexible
LWC-18 structural R o . InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation . -350.0
lightweight insulating . . (RIBBON, 6-inch FAST DT (FULL) or
concrete SecurShield (RIBBON, 6-inch o.c.)
concrete o.c.) HydroBond WB
Insulation: (Optional) Additional layer(s) base
. .| Min. 300 psi, pre- (Optional) Min. . insulation Flexible FAST or Sure-Weld FleeceBACK /
Min. 2,500 psi existent cellular 1.5-inch Flex!ble FAST or Coverboard: Min. 0.25-inch DensDeck Prime or min. Flexible FAST DT Flexible FAST or Flexible
LWC-19 structural . [ . 9 . Flexible FAST DT - . . . -350.0
concrete lightweight insulating | InsulBase, (RIBBON, 6-inch 0.c) | 0-5-inch SecurShield HD, SecurShield HD Plus or (RIBBON, 6-inch FAST DT (FULL) or
concrete SecurShield ! h EcoStorm VSH or or min. 1.5-inch SecurShield HD o.c.) HydroBond WB
Composite
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g:::‘\;vlztg:t A:t h P yer(s) v Roof Cover MDP
No. (Note 1) Type ac Type ac (Note 15) (psf)
Note 14/ P (Notes 6,7,8) P (Notes 6,7,8)
in. i - i in. Insulation: (Optional) Additional | b i
Min. 2,500 psi Ml'n 300 psi, pre (Oplflonal) Min Flexible FAST or .nsu a .|on (Optional) itional layer(s) base Flex!ble FAST or Sure-Weld FleeceBACK /
existent cellular 1.5-inch X insulation Flexible FAST DT . .
LWC-20 structural lishtweight insulatin InsulBase Flexible FAST DT c board: Min. 0.25-inch SECUROCK G Fib (RIBBON, 6-inch Flexible FAST or Flexible -350.0
concrete ghtweig 8 © (RIBBON, 6-inch 0.c.) | =2verboard: Min.0.2>-inc ypsum-Fiber ' FAST DT (FULL)
concrete SecurShield Roof Board o.c.)

TABLE 48: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
Anchor Sheet Insulation

System Deck (Note 1 Lightweight = R Roof Cover MDP
No. Concrete (Note 14) Type astener Attach Base Layer Top Layer(s) ttac (Note 15) sf
(Note 11) (Notes 6,7,8)
Min. 22 ga., ELASTIZELL (FLA994): ?-lnch o.c. in the 3- Min. 1-inch InsulBase, Insu.la.tlon: (Optional)
Type B, Grade ) - OMG CR inch side lap and 9- Additional layer(s) base
Min. 250 psi, Min. 2- JM Perma . . HP-N or HP-W, . . Sure-Weld AFX /
LWC-21 33 vented steel | . - . Assembled Base inch o.c. in two . insulation Hot asphalt -45.0
inch thick, Elastizell Ply 28 . SecurShield, AC Foam I, . i Hot asphalt
or structural R ILLWIC Sheet Fastener staggered rows in the or ENRGY 3 Coverboard: Min. 1-inch
concrete ange center of the sheet HP Recovery Board
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach sf
Treatment Fastener | Attach
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
CELCORE (FL2037):
Min. 24 ga., Type 1.0FDV Grade 80 Treat (t Cel ) 5-1 Deck P tion I Celcore CAV-GRIP IIl AP,
LWC-22 | steel at max. 6 ft spans; 5/8” puddle rea mgn L€ co.re . e.c rePara fon Slurry . None N/A Sure-Weld LVOC BA or -37.5
. LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA
welds wth weld washers, 8-inch o.c. L R Sure-Weld BA
Celcore HS Rheology Modifying Admixture
Aqua Base 120,
. CELCORE (FL2037):
Min. 22 ga., Type B, Grade 33 steel at CAV-GRIP Il AP,
LWcC-23 I £ e . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None None N/A Sure-Weld -60.0
max. 6 ft spans attached 6-inch o.c. X X X ; LVOC BA or
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A.
Sure-Weld BA
Min. 22 ga., Type B, Grade 33 steel at E/lE‘chgE (:L2037)1 densi in. 200 psi, min. 1.625-inch thick Cel MF Celcore CAV-GRIP Il AP,
LWC-24 oo 83, ype S, . In. 38 pcT wet cast denisity, min. 200 psi, min. 1.62>-inch thick Celgre None N/A | Sure-Weld | LVOCBAor -67.5
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2-inch PVA
. Sure-Weld BA
thick top slurry coat. Note A.
. Aqua Base 120
ELCORE (FL2037): lisle HP !
Min. 22 ga., Type B, Grade 33 steel at ¢ ) CORE (FL2037) . . . . . Carlisle . 1 per CAV-GRIP Il AP, -67.5
LWC-25 . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None Fastener with 5 Sure-Weld
max. 6 ft spans attached 6-inch o.c. X . K q . 9.0 ft LVOC BA or Note B
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate
Sure-Weld BA
CELCORE (FL2037):
Min. 22 ga., Type BV, Grade 40 steel Treat (t Cel ) 5-1 Deck P Fion.S| Celcore
LWC-26 | atmax. 6 ft spans; 5/8” puddle reatment: Lelcore 5-2 Leck Frepaigilong " _ None N/A | Sure-Weld CAV-GRIPIIIAP | -82.5
welds, 6-inch o.c LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA
! e Celcore HS Rheology Modifying Admixture
. . Aqua Base 120,
Min. 22 ga., Type B, Grade 33 steel at | CCLCORE(FL2037): - N A Carlisle HP 1 per CAV-GRIP Il AP, | -120.0
LWC-27 . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None Fastener with ) Sure-Weld
max. 6 ft spans attached 6-inch o.c. . . ! : ) 1.0 ft LVOC BA or Note B
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate
- Sure-Weld BA
Min. 22 ga., Type BV, Grade 80 steel; EONkCRE,CE:(FL,‘:’:SC“ & FLlol‘r’;’O);, Agont at 600 f2/gallon. Min. 350 bei ﬁ;%ﬂtc'?:fe? CAV-GRIP Il AP,
LWC-28 | max. 5-ft spans; 5/8” puddle welds eck pringg, WGy ~OQRoe! BRgeing feent at & gation. Viin. 359 psl, ! None N/A | Sure-Weld LVOC BA or 975
ith weld h d 6-inch min. 2-inch thick, Concrecel Lightweight Insulating Concrete (Minimum 1-inch | Curing S Weld BA
with weld-washers spaced b-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Compound ure-we
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (FL5584 & FL10500): CAV-GRIP Il AP,
LWC-29 max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (No | None None N/A Sure-Weld LVOC BA or -105.0
spaced 6-inch o.c. EPS board) Sure-Weld BA
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (FL5584 & FL10500): CAV-GRIP IIl AP,
LWC-30 | max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete None None N/A Sure-Weld LVOC BA or -135.0
with weld-washers spaced 6-inch o.c. | (Minimum 2-inch thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

NEmoO | etc.e

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach sf
Treatment Fastener Attach
Min. 20 ga., Type BV, Grade 33 steel;
CAV-GRIP Il AP
. 6-ft 3-i ; ” ELASTIZELL (FL4994): !
LWC-31 max. 6-ft 3-inch spans; 5/8 pud(.jle ) ( . ), X ) . None None N/A Sure-Weld LVOC BA or -52.5
welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional)
oc Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): CAV-GRIP Il AP,
LWC-32 | max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A Sure-Weld LVOC BA or -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): CAV-GRIP Il AP,
LWC-33 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A Sure-Weld LVOC BA or -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA
Min. 22 ga., Type BV, Grade 33 steel; | ELASTIZELL (FL4994): CAV-GRIP Il AP,
LWC-34 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A Sure-Weld LVOC BA or -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Sure-Weld BA

TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION or RE-ROOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment
No. Type Type Attach (psf)
Treatment Fastener I Attach
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
CELCORE (FL2037): Flexible FAST
Min. 24 ga., Type 1.0FDV Grade 80 ( ) . ex!b e FAST or
” Treatment: Celcore S-1 Deck Preparation Slurry Celcore Sure-Weld Flexible FAST DT
LWC-35 | steel at max. 6 ft spans; 5/8” puddle i L - " . None N/A -37.5
R LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA FleeceBACK (RIBBON, 12-
welds wth weld washers, 8-inch o.c. o . .
Celcore HS Rheology Modifying Admixture incho.c.)
CELCORE (FL2037): Flexible FAST
Min. 22 ga., Type BV, Grade 40 steel ( ) . ex!b e FAST or
LWC-36 | at max. 6 ft spans; 5/8” puddle Treatment: Celcore S-1 Deck Preparation Slurry Celcore None N/A Sure-Weld Flexible FAST DT 825
welds é—inch o ! LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA FleeceBACK (RIBBON, 6-inch :
! e Celcore HS Rheology Modifying Admixture o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. CELCORE (FL2037): Flexible FAST or
Min. 22 ga., Type B, Grade 33 steel at Celcore Sure-Weld .
LWC-37 max. 6 ftgs anyspattached 6-inch o.¢ Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA None N/A FleeceBACK Flexible FAST DT -60.0
: P o Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. (FULL)
) CE_LCORE (FL2037): . . o ) . Flexible FAST or
LWC-38 Min. 22 ga., Type B, Grade 33 steel at | Min. 38 pcf wet cast density, min. 200 psi, min. 1.625-inch thick Celcore MF Celcore None N/A Sure-Weld Flexible FASTDT | -67.5
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2-inch PVA FleeceBACK (FULL) '
thick top slurry coat. Note A.
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NEmoO | etc.e
TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION oR RE-ROOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach (psf)
Treatment Fastener Attach
Min. 22 ga., Type B, Grade 33 steel at CE_LCORE (FL2037): i X o . . Celcore Carlisle HP. 1 per Sure-Weld Flex!ble FAST or -67.5
LWC-39 . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Fastener with ) Flexible FAST DT
max. 6 ft spans attached 6-inch o.c. X X K . PVA . 9.0 ft FleeceBACK Note B
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate (FULL)
CELCORE (FL2037): i i
Min. 22 ga., Type B, Grade 33 steel at ) ( ) . . o . . Celcore yisle HP. 1 per Sure-Weld Flex!ble FAST or -120.0
LWC-40 max. 6 ft spans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA Fastener with 100 FleeceBACK Flexible FAST DT Note B
! P o Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. Insulation Plate ’ (FULL) ote
Flexible FAST or
Min. 22 ga., Type BV, Grade 40 steel; | ELASTIZELL (FL4994): Sure-Weld .
LWCAL 1 ¢ span, Teks/5 screws, 6” o.c. Min. 530 psi, min. 2-inch thick, Elastizell Range Ill LWIC e None N/A | FleeceBACK (FFlfJXL'E)'e FASTDT | -52.5
Min. 20 ga., Type BV, Grade 33 steel;
max. 6-ft 3-inch spans; 5/8” puddle ELASTIZELL (FL4994): Sure-Weld Flexible FAST
Ltwe-42 welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) e None N/A FleeceBACK (FULL) 525
o.c.
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): .
Sure-Weld Flexible FAST
LWC-43 | max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A FE&eceBACK (FUXIIL) -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
Min. 22 ga., Type B\{,, Grade 33 steel; EL.ASTIZELL fFL4.994):. . . y . Sure-Weld Flexible FAST
LWC-44 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A FleeceBACK (FULL) -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): .
Sure-Weld Flexible FAST
LWC-45 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A FIL:eeceBACK (FUXIIL) -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)

Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM €495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.

B.) Linear interpolation between supplemental attachment at 1 per 9 ft? for -67.5 psf and 1 per 1.0 ft? for -120.0 psf is permissible. Such interpolation shall be performed by a qualified design professional to
the satisfaction of the Authority Having Jurisdiction.
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TABLE 4p-1: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION

NEmoO | etc.e

SYSTEM TYPE F: LWC TO CONCRETE DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

System A ) Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14) i
No. € € Membrane Application (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
in. i CELCORE (FL2037):
twcag | Min- 2,500 psi : (FL2037): - , , Sure-Weld Aqua Base 120 825
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional)
in. i CELCORE (FL2037): -
LWC-47 Min. 2,500 psi : ( 1203 ) . . . Sure-Weld CAV-GRIP Il AP, LVOC BA 1350
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional) or Sure-Weld BA
in. i CELCORE (FL2037):
twcag | Min- 2,500 psi : ( ) o o , , Sure-Weld Aqua Base 120 2175
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A.
in. i CELCORE (FL2037): -
LWC-49 Min. 2,500 psi : ( ) . . o . . . Sure-Weld CAV-GRIP Il AP, LVOC BA -480.0
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. or Sure-Weld BA
in. i CONCRECEL (FL5584 & FL10500): 2
LWC-50 Min. 2,500 psi . .( : . . ) . . . . Sure-Weld CAV-GRIP Il AP, LVOC BA 4525
structural concrete Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (EPS board optional) or Sure-Weld BA
in. i ELASTIZELL (FL4994):
twe-sg | Min- 2,500 psi : (FL4954): , , Sure-Weld Aqua Base 120 -67.5
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC
Min. 2,500 psi ELASTIZELL (FL4994): CAV-GRIP Il AP, LVOC BA
LWC-52 ! Sure-Weld ' -240.0
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) Y or Sure-Weld BA
Min. 2,500 psi ELASTIZELL (FL4994): CAV-GRIP Il AP, LVOC BA
LWC-53 ! Sure-Weld ' -495.0
structural concrete Min. 300 psi, Min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) Y or Sure-Weld BA
Min. 2,500 psi Min. 350 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled
LWC- -Wel -Weld BA -452.
We-4 structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. Sure-Weld Sure-Weld 525
Min. 2,500 psi Min. 320 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled
LWC- -Wel -Weld BA -492.
WE-55 structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11. Sure-Weld Sure-Weld 925
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NEmoO | etc.e

TABLE 4p-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)
SYSTEM TYPE F: LWCTO CONCRETE DECK, NON-INSULATED, BONDED FLEECEBACKROOF COVER

System X X Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14) i
No. € € Membrane | Application (psf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
CELCORE (FL2037):
LWC-56 Min. 2,500 psi Min. 270 psi, Min. 2-inch thick Celcore MF Cellular Concrete with Celcore HS Rheology Modifying Admixture (EPS board Sure-Weld Flexible FAST or Flexible 9950
structural concrete optional) FleeceBACK FAST DT (FULL) ’
Surfacing: Celcore SBS (Sanded Bonding Surface) at 1 gal/square.
LWC-57 Min. 2,500 psi CELCORE (FL2037): Sure-Weld Flexible FAST or Flexible 2325
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. FleeceBACK FAST DT (FULL) ’
Min. 2,500 psi ELASTIZELL (FL4994): Sure-Weld .
LWC-58 ! Flexible FAST (FULL -240.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) FleeceBACK X ( )
Min. 2,500 psi ELASTIZELL (FL4994): Sure-Weld .
LWC-59 ! Flexible FAST (FULL -250.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) FleeceBACK X ( )
Min. 2,500 psi Min. 320 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled Sure-Weld .
LWC-60 structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11. FleeceBACK Flexible FAST (FULL) 250.0
. . . . . . . . . . Flexible FAST DT
LWC.61 Min. 2,500 psi Min. 350 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled Sure-Weld (SPLATTER at 3.5-4.0 3450
structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. FleeceBACK Ibs/sq) o ’
SURE-WELD SAT MEMBRANE APPLICATIONS:
in. i ELASTIZELL (FL4994): -
twe-2 | Min- 3,000 psi ! (FLa99a): , Sure-Weld Self-adhered -282.5
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC SAT
Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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NEmMO | etc.e
TABLE 4e: PRE-EXISTENT LIGHTWEIGHT INSULATING CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED FLEECEBACK ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when installed atop the pre-existent substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Field QA i Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12 Primer
No. (Note 1, Note 12) Fastener Withdrawal per TAS 105 per Note 11 Base Ply | Cap Ply (psf)*
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
FLEECEBACK MEMBRANES:
LWC-63 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Il Adhesive/Primer | SureMB 70 SA, Sure-Weld FleeceBACK / 295.0
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) ’
-exi i i F : lisle 1.8 Dual P B h F -
LWC-64 Pre emstent.cellular Ilghtwe|ght . a.st.ener Carlisle 8 .ua r.ong ase Sheet Fasteners Norie None Surg Weld FleeceBACK / 3225
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

G Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
No. Deck (Note 1) Type CBEED Type atlach Type Application ?
(Notes 6,7,8) (Notes 6,7,8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
. . . . . Flexible FAST or . . . . ) Flexible FAST or
e |t | P L | et | o ortors oo s 0| st | et | Aatetzo | 2
! DT (RIBBON) : ' DT (RIBBON)
Min. 2-inch (Optional) Min. 1.5-inch FIex!bIe FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or CAV-GRIP Il AP or
CWF-2 Tectum Plank InsulBase, SecurShield Flexible FAST Coverboard: Min. 7/16-inch APA rated OSB Flexible FAST Sure-Weld Sure-Weld BA 750
’ DT (RIBBON) E— ’ DT (RIBBON)
Insulation: (Optional) Additional layer(s) base insulation
. . . . . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Flexible FAST or CAV-GRIP IIl AP,
Min. 2-inch (Optional) Min. 1.5-inch . Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board, .
CWF-3 . Flexible FAST . X X X Flexible FAST Sure-Weld LVOC-BA or Sure- -82.5
Tectum Plank InsulBase, SecurShield DT (RIBBON) min. 0.4375-inch DEXcell Cement Roof Board, Min. 0.5-inch DT (RIBBON) Weld BA
SecurShield HD, SecurShield HD Plus or EcoStorm VSH or Min.
1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or CAV-GRIP Il AP,
CWF-4 Tectum Plank SecurShield and/or min. 1.5-inch Flexible FAST SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST Sure-Weld LVOC-BA or Sure- -82.5
SecurShield HD Composite DT (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Weld BA
SecurShield HD Plus or EcoStorm VSH
CWE-5 Min. 2-inch (Optional) Min. 1-inch InsulBase, Flexible FAST Insulation: (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld CAV-GRIP Il AP or -90.0
Tectum Plank SecurShield (FULL) Coverboard: Min. 0.625-inch DensDeck Prime (FULL) Sure-Weld BA
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Flexible FAST DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST CAV-GRIP IIl AP
CWE-6 Min. 2-inch Min. 1-inch InsulBase or (FULL) or SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch (FULL) or Sure-Weld LVOC-BA or Sur’e— 2775
Tectum Plank SecurShield Flexible FAST DEXcell Cement Roof Board, min. 0.5-inch SecurShield HD, Flexible FAST Weld BA '
DT (FULL) SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch DT (FULL)
SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof | Flexible FAST
Min. 2-inch Board, min. 0.4;;)5-inch DEXcell (FULL) or CAV-GRIP Ill AP,
CWF-7 Tectum Plank Cement Roof Board, min. 0.5-inch | Flexible FAST None N/A Sure-Weld LVOC-BA or Sure- 2775
SecurShield HD, SecurShield HD | DT (FULL) Weld BA

Plus or EcoStorm VSH or min. 1.5-
inch SecurShield HD Composite
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation L Top Insulation L: Roof (Note 15)
System ase Insulation Layer op Insulation Layer(s) oof Cover (Note VIDP
No Deck (Note 1 Type BB Type HEEHD Type Application sf
’ Yp (Notes 6,7,8) yP (Notes 6,7,8) YP PP
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
. Insulation: (Optional) Additional layer(s) base insulation . Flexible FAST or
CWE-8 Min. 2-inch (Optional) Min. 1.5-inch E:zi:z:z Eﬁ:l or Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK E::z:g:z Eﬁi or Sure-Weld Flexible FAST DT 45.0
Tectum Plank InsulBase, SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, Min. 0.5-inch SecurShield HD, DT (RIBBON) FleeceBACK | (RIBBON, 12-inch '
SecurShield HD Plus or Min. 1.5-inch StormBase o.c.)
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | (Optional) Additional layer(s) base insulation, min. 0.25-inch Flexible FAST or Sure-Weld E::z:ﬁ:: Eﬁ:} g;_
CWF-9 Tect.um Plank SecurShield and/or min. 1.5-inch Flexible FAST DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board or Flexible FAST FleeceBACK | (RIBBON, 12-inch -45.0
SecurShield HD Composite DT (RIBBON) min. 0.5-inch SecurShield HD, SecurShield HD Plus DT (RIBBON) oc) !
Flexible FAST or
) . . ) ) Flexible FAST or | Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or .
. 2- . 1.5- . PN . - Fl le FAST DT
CWF-10 #"e'c“tuzm";flznk l(r?s‘:fl'g::;) 'S\"E'C“ué;;dd‘ Flexible FAST | Coverboard: Min. 0.5-inch SecurShield HD, SecurShield HD | Flexible FAST il‘;r:cgﬁgK (ngg’oeN palb -82.5
! DT (RIBBON) Plus DT (RIBBON) oc) !
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or Sure-Weld
CWFLL | rectum Plank | InsulBase, SecurShield Flexible FAST Coverboard: Min. 7/16-inch APA rated OSB Flexible FAST Fleeceack | YdroBond WB 525
g DT (RIBBON) =overboara: Vin. ' ate DT (RIBBON)
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or Sure-Weld Flex!ble FAST,
CWF-12 Tectum Plank InsulBase, SecurShield Flexible FAST C board: Min. 7/16-inch APA rated OSB Flexible FAST FleeceBACK Flexible FAST DT 750
' DT (RIBBON) =overtoard: vVim. //26-Inc rate DT (RIBBON) (FULL)
Insulation: (Optional) Additional layer(s) base insulation
. Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass . Flexible FAST,
Min. 2-inch (Optional) Min. 1.5-inch Flex!ble - N Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board, Flex!ble FAST or Sure-Weld Flexible FAST DT
CWF-13 . Flexible FAST . X X X Flexible FAST -82.5
Tectum Plank InsulBase, SecurShield DT (RIBBON) min. 0.4375-inch DEXcell Cement Roof Board, Min. 0.5-inch DT (RIBBON) FleeceBACK | (FULL) or
SecurShield HD, SecurShield HD Plus or EcoStorm VSH or Min. HydroBond WB
1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min. 0.25-inch Flexible FAST
Min. 2-inch Min. 1.5-inch InsulBase, Flexible FAST or | DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or Sure-Weld Flexible FAST'DT
CWF-14 Tect.um Plank SecurShield and/or min. 1.5-inch Flexible FAST SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST FleeceBACK | (FULL) or -82.5
SecurShield HD Composite DT (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) HvdroBond WB
SecurShield HD Plus or EcoStorm VSH y
Min. 2-inch Min. 1-inch InsulBase, Flexible FAST . . . Flexible FAST Sure-Weld .
CWF-15 Tectum Plank SecurShield (FULL) (Optional) Min. 0.5-inch HP Recovery Board (FULL) FleeceBACK Flexible FAST (FULL) | -90.0
Min. 2-inch . . Flexible FAST Sure-Weld .
CWF-16 Tectum Plank Min. 1-inch Insulfoam SP (FULL) None N/A FleeceBACK Flexible FAST (FULL) -90.0

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
Carlisle Sure-Weld TPO Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-CRL-003.A.R40 for FL14083-R39 (NON-HVHZ)
Revision 40: 09/25/2026
Appendix 1, Page 102 of 126



NEmMO | etc.e
TABLE 5a: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

System Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) VIDP
No. Deck (Note 1) Type BB Type bz Type Application @
(Notes 6,7,8) (Notes 6,7,8)
Min. 2-inch ) ) ) Flexible FAST Insulation: (Optional) Additional layer(s) base insulation Flexible FAST Sure-Weld Flex!ble FAST,
CWF-17 Tectum Plank (Optional) Min. 1-inch InsulBase (FULL) Coverboard: Min. 0.625-inch DensDeck Prime (FULL) FleeceBACK ::II:TJXIIE)Ie FASTDT -90.0
(Optional) Additional layer(s) base insulation, min. 0.25-inch
Flexible FAST DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST Flexible FAST (FULL)
CWE-18 Min. 2-inch Min. 1-inch InsulBase or (FULL) or SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch (FULL) or Sure-Weld or Flexible FAST DT 2775
Tectum Plank SecurShield Flexible FAST DEXcell Cement Roof Board or min. 0.5-inch SecurShield HD, Flexible FAST FleeceBACK | (FULL) or
DT (FULL) SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch DT (FULL) HydroBond WB
SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof | o\ o\ pact Flexible FAST (FULL)
Min. 2-inch Board, min. 0.4375-inch DEXcell |,y Sure-Weld | or Flexible FAST DT
CWEF-19 Cement Roof Board or min. 0.5- K None N/A -277.5
Tectum Plank ) . ; Flexible FAST FleeceBACK | (FULL) or
inch SecurShield HD, SecurShield DT (FULL) HydroBond WB
HD Plus or EcoStorm VSH or min.
1.5-inch SecurShield HD
Composite
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmMO | etc.e

Anchor Sheet Base Insulation Layer Top Insulation Layer(s)
System Deck Fast e e Roof Cover MDP
No. (Note 1) T asteney Attach T ac T ac (Note 15) sf
vee (Note 11) a vee (Notes 6,7.8) yee (Notes 6,7.8)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
(Optional) Additional layer(s) base
9-inch o.c. in the . insulation, min. 0.25-inch DensDeck .
Min. 2- Trufast Twin- | 4-inch side laps Min. 1.5-inch InsulBase, i::z:z:z Eﬁi g;_ Prime, DEXcell FA Glass Mat Roof :zf:_:.bcls Sure-Weld / CAV
CWF-20 inch SureMB Loc Nails, and 18-inch o.c. in | SecurShield and/or min. (RIBBONS, ~10.5-inch Board or SECUROCK Gypsum-Fiber Flexible GRIP IIl AP, LVOC-BA 230.0
Tectum G2 Base min. 1.4-inch | two staggered 1.5-inch SecurShield HD oc. ato ’anch.or Roof Board, min. 0.4375-inch DEXcell FAST DT o Sure—WéId BA ’
Plank embedment | rows in the center | Composite sﬁeét fastener rows) Cement Roof Board or min. 0.5-inch (RIBBON)
of the sheet SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
(Optional) Additional layer(s) base
9-inch o.c. in the " insulation, min. 0.25-inch DensDeck .
Min. 2- Trufast Twin- | 4-inch side laps Min. 1.5-inch InsulBase, i::z:z:: Eﬁg g;_ Prime, DEXcell FA Glass Mat Roof if:_:.bcl)? i:;r:c-;l\l;i!(CjK / Flexible
CWF-21 inch SureMB Loc Nails, and 18-inch o.c. in | SecurShield and/or min. (RIBBONS, ~10.5-inch Board or SECUROCK Gypsum-Fiber Flexible FAST. Flexible FAST 30,0
Tectum G2 Base min. 1.4-inch | two staggered 1.5-inch SecurShield HD -y ’anch.or Roof Board, min. 0.4375-inch DEXcell FAST DT oT (F'ULL) or ’
Plank embedment | rows in the center | Composite st}eqet faStener rows) Cement Roof Board or min. 0.5-inch (RIBBON) HvdroBond WB
of the sheet SecurShield HD, SecurShield HD Plus Y
or EcoStorm VSH

TABLE 5c: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System . Roof Cover (Note 15)

MDP (psf
. Deck (Note 1) Primer Type e (psf)
CWF-22 Min. 2-inch Tectum Plank None Sure-Weld FleeceBACK Flexible FAST (RIBBONS 12-inch o.c.) or Flexible FAST DT (RIBBONS 12-inch o.c.) -105.0
CWF-23 Min. 2-inch Tectum Plank None Sure-Weld FleeceBACK Flexible FAST (FULL) or Flexible FAST DT (FULL) -601.5
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Feah e MDP
No. Note 1, Note 12 ac ac jcati sf
( Note 12) Type Notes 6.7 8 Type Notes 6.7.8 Type Application (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Existing (Optional) Min. 1-inch Flex!ble FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble (ARG CAV-GRIP 1l AP, LVOC BA or
G- sum deck InsulBase, SecurShield Flexible FAST DT C board: Min. 1.5-inch StormB ragible RSTOT Sure-Weld Sure-Weld BA 1575
gyp: ) (RIBBON) overboard: Min. 1.5-inc ormBase (RIBBON)
- Flexible FAST or
G-, | Eisting Min. 1.5-inch StormBase | Flexible FASTDT | None N/A sure-weld | CAVGRIPIIIAP orSure- -187.5
gypsum deck Weld BA
(RIBBON)
Min. 1-inch InsulBase (Optional) Additional layer(s) base insulation, min. 0.25-
Existin SeCL;rShieId and/or m'in Flexible FAST or inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or CAV-GRIP Il AP. LVOC BA or
G-3. surrg1 deck 1.5-inch SecurShield HD' Flexible FAST DT SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST DT Sure-Weld Sure-Weld BA ! -237.5
gyp o s (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON)
P HD, SecurShield HD Plus or EcoStorm VSH
- . . Flexible FAST or
G4 Existing Nominal 0.5-inch Flexible FAST DT None N/A Sure-Weld CAV-GRIP Il AP, LVOC BA or 3525
gypsum deck EcoStorm VSH Sure-Weld BA
(RIBBON)
Min. 0.25-inch DEXcell FA
- Flexible FAST or
G5, Existing Glfanss Mat Rqof Board or Flexible FAST DT None N/A Sure-Weld CAV-GRIP Il AP, LVOC BA or 3975
gypsum deck min. 0.4375-inch DEXcell Sure-Weld BA
(RIBBON)
Cement Roof Board
- ) ) . Flexible FAST or
G5 | EXistine Min. 0.5-inch SecurShield | o\ i1 eact b | None N/A sure-weld | CAV-GRIPIIAR, LVOCBAOr |04
gypsum deck HD, SecurShield HD Plus Sure-Weld BA
(RIBBON)
- Min. 0.25-inch DensDeck Flexible FAST or
G7. | XSt | Prime or SECUROCK Flexible FAST DT | None N/A Sure-Weld Eﬁ‘rveﬂf d”é:P' LVOCBAOr | 4950
gyp Gypsum-Fiber Roof Board (RIBBON)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
o Min. 1—|r.1ch InsuIBase,. Flexible FAST or .(Opt|onal) Addlthnal layer(s) base insulation, rmn. 0.25- Flexible FAST or Flexible FAST or Flexible
Existing SecurShield and/or min. : inch DensDeck Prime or SECUROCK Gypsum-Fiber Roof . Sure-Weld .
G-8. R . Flexible FAST DT X R . R Flexible FAST DT FAST DT (RIBBON, 12-inch -45.0
gypsum deck 1.5-inch SecurShield HD Board or min. 0.5-inch SecurShield HD, SecurShield HD FleeceBACK
. (RIBBON) (RIBBON) o.c.)
Composite Plus
Existin Min. 0.25-inch DensDeck Flexible FAST or Sure-Weld Flexible FAST or Flexible
G-9. sung1 deck Prime or SECUROCK Flexible FAST DT None N/A FleaceBACK FAST DT (RIBBON, 12-inch -45.0
gyp Gypsum-Fiber Roof Board (RIBBON) o.c.)
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Feah e MDP
No. Note 1, Note 12 ac ac icati sf
( , Note 12) Type Notes 6.7 8 Type Notes 6.7.8 Type Application (psf)
Existin (Optional) Min. 1-inch Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or Sure-Weld Flexible FAST or Flexible
G-10. sung1 deck InsrLIBase Secu.rShieId Flexible FAST DT Coverboard: Min. 0.5-inch SecurShield HD, SecurShield HD Flexible FAST DT FleeceBACK FAST DT (RIBBON, 6-inch -90.0
Eyp g (RIBBON) Plus (RIBBON) 0.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing (Optional) Min. 1-inch FIex!bIe FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or Sure-Weld Flexible FAST or Flexible
G1L sumdeck | InsulBase, SecurShield Flexible FASTDT |\ ¢ thoard: Min. 1.5-inch StormB Flexible FASTDT | 1o cceBACK | FAST DT (FULL) 1575
gyp: ) (RIBBON) overboard: Min. 1.5-inc ormBase (RIBBON)
Flexible FAST or
Existing ) ) ) Sure-Weld Flexible FAST or Flexible
G-12. aypsum deck Min. 1.5-inch StormBase Flexible FAST DT None N/A FleeceBACK | FAST DT (FULL) -187.5
(RIBBON)
Min. 1-inch InsulBase (Optional) Additional layer(s) base insulation, min. 0.25-
Existin SeCL;rShieId and/or m'in Flexible FAST or inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible FAST or Sure-weld Flexible FAST. Flexible FAST
G-13. sung1 deck 1.5-inch SecurShield HD. Flexible FAST DT SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch Flexible FAST DT FleeceBACK | DT (FULL) or I’-I droBond WB -237.5
EYp e (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON) ¥
s HD, SecurShield HD Plus or EcoStorm VSH
L (Optional) Min. 1-inch . .
Existing Flexible FAST . . Flexible FAST Sure-Weld .
G-14. gypsum deck Lnrs)l(J\I/foam 1, 11, VI, 1X, XIV (FULL) Min. 1-inch Insulfoam SP (FULL) FleeceBACK Flexible FAST (FULL) -295.0
Flexible FAST or
Existing Nominal 0.5-inch ) Sure-Weld Flexible FAST, Flexible FAST
-15. Flexible FAST DT ' -352.
G151 oypsumdeck | EcoStorm VSH (RT;E’OEN) > e N/A FleeceBACK | DT (FULL) or HydroBond WB | 2
Min. 0.25-inch DEXcell FA
Flexible FAST or
Existing Glass Mat Roof Board or . Sure-Weld Flexible FAST, Flexible FAST
G-16. | ovpsumdeck | min. 0.4375-inch DEXcell | |©XiPIe FASTDT | None N/A FleeceBACK | DT (FULL) or HydroBond WB | 527"
(RIBBON)
Cement Roof Board
Flexible FAST or
Existing Min. 0.5-inch SecurShield : Sure-Weld Flexible FAST, Flexible FAST
G-17. gypsum deck HD, SecurShield HD Plus :::{T;:(I)eNl;AST 4 None N/A FleeceBACK | DT (FULL) or HydroBond WB 4500
. Min. 0.25-inch DensDeck Flexible FAST or . .
G-18. EX'S:L”ri deck | Prime or SECUROCK Flexible FASTDT | None N/A i:;reec'rﬁgK E)l"l?)zll:blf_lf)A:rTll-lFI;rﬂgfnzA\j\;rB -495.0
Evp Gypsum-Fiber Roof Board (RIBBON) Y
- . Flexible FAST or Flexible
G-19, | EXisting PremiR+ EVO (FLA669L), | /o None N/A sure-Weld | o) o 57 (FULL, splatter- 9375
gypsum deck spray-applied to 1-inch lift FleeceBACK applied)
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOI;COVER
Base Insulation Layer

Top Insulation Layer

Plate, min. 2-inch embed.

(RIBBON, 12-inch o.c.)

System Deck Min. MDP
Attach . Attach Roof Cover (Note 15)
No. (Note 1) (psf)
o ote Type Fasten (Note 11) g Wltl(ilc:)l;?wal Type N 5
SURE-WELD MEMBRANE APPLICATIONS:
Additional layer(s) min. 1-inch base insulation and/or min.
Existing Min. 1.5-inch Gyptec Fasten(ir Wlt.h 0.25-inch DensDeck P.rlme, DEXcell FA Gl_ass Mat Ro.of Board or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell .
G-20. | gypsum InsulBase, A 240 ; . \ Flexible FAST Il AP, LVOC BA or -37.5*
deck SecurShield Fastener with Lite Deck 3.2 ft? Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
i .25-inch DensDeck Pri DEXcell FA Gl Mat Roof B
Existing Min. 1.5-inch Gyptec Fastene::'r Wlt.h 0.25-inch DensDec .rlme, ce G.ass at qo oard or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . "
G-21. | gypsum InsulBase, L 180 R X ) Flexible FAST Il AP, LVOC BA or -45.0
deck SecurShield Fastener with Lite Deck 2.0 ft2 Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
Existing Min. 2-inch Gyptec Fastentir Wlt.h 0.25-inch DensDeck P.rlme, DEXcell FA Glnass Mat Ro.of Board or Flexible FAST or | Sure-Weld / CAV-GRIP
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . «
G-22. | gypsum InsulBase, o 360 R R . Flexible FAST Il AP, LVOC BA or -45.0
deck SecurShield Fastener with Lite Deck 4.0 ft? Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) Sure-Weld BA
u Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch u
SecurShield HD Composite
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing Min. 1.5-inch Gyptec Fastenir Wlt.h Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or Sure-WeId FleeceBACK
Gyptec Plate-3” or Lite Deck 1 per ) ; ) . . ) / Flexible FAST or "
G-23. | gypsum InsulBase, . 240 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST . -37.5
deck SecurShield Fastener with Lite Deck 3.2 ft? Composite DT (RIBBON) Flexible FAST DT
Plate, min. 2-inch embed. P (RIBBON, 12-inch o.c.)
Existing Min. 1.5-inch Gyptec Fastenir Wlt.h Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or Sure-WeId FleeceBACK
Gyptec Plate-3” or Lite Deck 1 per ) ; ) . . ) / Flexible FAST or "
G-24. | gypsum InsulBase, . 180 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST . -45.0
deck SecurShield Fastener with Lite Deck 2.0 ft? Composite DT (RIBBON) Flexible FAST DT
Plate, min. 2-inch embed. P (RIBBON, 12-inch o.c.)
Existing Min. 2-inch Gyptec Fastenir Wlt.h Additional layer(s) min. 1.5-inch base insulation and/or min. Flexible FAST or Sure-WeId FleeceBACK
Gyptec Plate-3” or Lite Deck 1 per . ; . X . . / Flexible FAST or "
G-25. | gypsum InsulBase, Fastener with Lite Dack 40 360 0.25-inch DensDeck Prime or min. 2-inch SecurShield HD Flexible FAST Flexible FAST DT -45.0
deck SecurShield ' Composite DT (RIBBON)
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Min. MDP
Attach . Attach Roof Cover (Note 15
No. (Note 1) 1
o ote Type Fasten (Note 11) g Wltl(ilc:)l;?wal Type N (psf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Additional layer(s) min. 1-inch base insulation and/or min.
i . . Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or . Sure-Weld FleeceBACK
Existing Min. 1.5-inch ” . . X . Flexible FAST or | / Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . .
G-26. | gypsum InsulBase, . 240 R R \ Flexible FAST Flexible FAST DT -37.5*%
deck SecurShield Fastener with Lite Deck 3.2 ft? Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Y Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch v
. ) WB
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
. . -Weld Fl BACK
i ) ) Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or ) sure . eld FleeceBAC
Existing Min. 1.5-inch " . X R . Flexible FAST or | / Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . . "
G-27. | gypsum InsulBase, L 180 R X ) Flexible FAST Flexible FAST DT -45.0
deck SecurShield Fastener with Lite Deck 2.0 ft2 Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch Y
. . WB
SecurShield HD Composite
Additional layer(s) min. 1-inch base insulation and/or min.
s . . Gyptec Fastener with 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or . Sure-WeId FleeceBACK
Existing Min. 2-inch ” ) . ) ; Flexible FAST or | / Flexible FAST,
Gyptec Plate-3” or Lite Deck 1 per SECUROCK Gypsum-Fiber Roof Board, min. 0.4375-inch DEXcell . A «
G-28. | gypsum InsulBase, S 360 R . . Flexible FAST Flexible FAST DT -45.0
deck Securshield Fastener with Lite Deck 4.0 ft? Cement Roof Board or min. 0.5-inch SecurShield HD, DT (RIBBON) (FULL) or HydroBond
Plate, min. 2-inch embed. SecurShield HD Plus or EcoStorm VSH or min. 1.5-inch Y
. ) WB
SecurShield HD Composite
SURE-WELD FLEECEBACK RL APPLICATIONS:
Existing Min. 1.5-inch Gyptec Fastenir Wlth Insulation: (Op'FlonaI) {-\ddltlonal IaYer(s) base |ns'ulat|0rT Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch i Sure-Weld FleeceBACK .
G-29. | gypsum InsulBase, . ) 240 X N i X Flexible FAST -37.5
R Fastener with Lite Deck 3.2 ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield . . N DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
Existing Min. 1.5-inch Gyptec Fastenfir Wlt.h Insulation: (Opt.lonal) {-\ddltlonal IaYer(s) base |ns.,ulat|or? Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch . Sure-Weld FleeceBACK "
G-30. | gypsum InsulBase, . ) 180 X N . X Flexible FAST -45.0
. Fastener with Lite Deck 2.0 ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield . K N DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
i Insulation: (Optional) Additional | insulati
Existing Min. 2-inch Gyptec Fastemir Wlt'h nsulation (Opthlona ) . dditiona aYer(s) base ms.,u atlor? Flexible FAST or
Gyptec Plate-3” or Lite Deck 1 per Coverboard: Min. 0.5-inch SecurShield HD RL, min. 1.5-inch . Sure-Weld FleeceBACK .
G-31. | gypsum InsulBase, N . N 360 X N i K Flexible FAST -45.0
. Fastener with Lite Deck 4.0 ft InsulBase RL or SecurShield RL or min. 2-inch SecurShield HD RL
deck SecurShield [ K N DT (RIBBON)
Plate, min. 2-inch embed. Composite RL
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TABLE 6c GYPSUM DECKS - REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer
System Deck Base Insulation Layer Min. MDP
Roof C Note 15
No. (Note 1) (Note 13) Type Fastener (Note 11) Attach | \iih drawal oof Cover (Note 15} (psf)
Note 17) (|bf)
SURE-WELD MEMBRANE APPLICATIONS:
G-32 Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 240 Sure-Weld / CAV-GRIP lIl AP, 37.5%
" | gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft2 LVOC BA or Sure-Weld BA ’
633 Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 180 Sure-Weld / CAV-GRIP Il AP, 45.0*
" | gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft? LVOC BA or Sure-Weld BA '
G-34 Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per 360 Sure-Weld / CAV-GRIP IIl AP, 45.0*
" | gypsum deck layers, any combination SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 4.0 ft? LVOC BA or Sure-Weld BA '
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
-Weld Fl BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Surg eld Fleece C /
G-35. N R . . \ . 240 Flexible FAST or Flexible FAST -37.5%
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft? .
DT (RIBBON, 12-inch o.c.)
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Surg-WeId FIeeceBAFZK/
G-36. L . . h, W . . 180 Flexible FAST or Flexible FAST -45.0*
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft? .
DT (RIBBON, 12-inch o.c.)
. . . 3 . Sure-Weld FI BACK
Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per ure. ela meece . / «
G-37. N ) . i, . . 360 Flexible FAST or Flexible FAST -45.0
gypsumdeck | layers, any combination | SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 4.0 ft2 .
DT (RIBBON, 12-inch o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
-Weld Fl BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure. eld Fleece . cK/
G-38. N R . . R . 240 Flexible FAST, Flexible FAST DT -37.5*
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft?
(FULL) or HydroBond WB
-Weld Fl BACK
Existing (Optional) One or more Min. 1.5-inch InsulBase, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Sure. eld Fleece : cK/
G-39. N R \ . R . 180 Flexible FAST, Flexible FAST DT -45.0*
gypsum deck layers, any combination or SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft?
(FULL) or HydroBond WB
Existing (Optional) One or more Min. 2-inch InsulBase, SecurShield or Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per Surg-WeId FIeeCEB.ACK/
G-40. sum deck layers, any combination | SecurShield HD Composite Fastener with Lite Deck Plate, min. 2-inch embed 4.0 ft? 360 Flexible FAST, Flexible FAST DT -45.07
gyp yers, any urShi p » min. : : (FULL) or HydroBond WB
SURE-WELD FLEECEBACK RL APPLICATIONS:
e . Min. 1.5-inch InsulBase RL or . ” .
G-41. Existing (Optional) One °T mgre SecurShield RL or min. 2-inch Gyptec FasFene.r with Gyptec PIa.te—3 .or Lite Deck 1 per 240 Sure-Weld FleeceBACK RL -37.5%
gypsum deck layers, any combination . . Fastener with Lite Deck Plate, min. 2-inch embed. 3.2 ft2
SecurShield HD Composite RL
. . Min. 1.5-inch InsulBase RL or . ” .
G-42, | Existing (Optional) One ormore | ¢\ cie|q RL or min. 2-inch Gyptec Fastener with Gyptec Plate-3" or Lite Deck | 1 per 180 Sure-Weld FleeceBACK RL 45.0*
gypsum deck layers, any combination . . Fastener with Lite Deck Plate, min. 2-inch embed. 2.0 ft?
SecurShield HD Composite RL
Existing (Optional) One or more Min. 2-inch InsulBase RL, SecurShield Gyptec Fastener with Gyptec Plate-3” or Lite Deck 1 per
-43. N ) . L . ) - B L -45.0*
G5 gypsum deck layers, any combination RL or SecurShield HD Composite RL Fastener with Lite Deck Plate, min. 2-inch embed. 4.0 ft? 360 Sure-Weld FleeceBACK R 45.0
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NEmoO | etc.

TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
System 5 Roof Cover (Note 15) MDP
Deck (Note 1 Primer .
No. {Note 1) Type Attach (psf)
G-44. Existing gypsum deck None Sure-Weld FleeceBACK Flexible FAST (FULL) -295.0
G-45. Existing gypsum deck None Sure-Weld FleeceBACK Flexible FAST DT (SPLATTER at 3.5-4.0 Ibs/sq) -717.5

PEER-CRL-003.A.R40 for FL14083-R39 (NON-HVHZ)
Revision 40: 09/25/2026
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e P yer(s) e MDP
No. Note 1, Note 12 ac ac jcati sf)A
( Note 12) Type Notes 6.7 8 Type RaPp— Type Application
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered granule-surfaced Coverboard: (Optional) Min. 0.25-inch
asphalt built-up rOOf (BUR), smooth- o Flexible FAST or | DensDeck Prime, DEXcell FA Glass Flexublg FAST CAV-GRIP 11l AP,
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . Mat Roof Board or SECUROCK or Flexible
R-1 o R Flexible FAST N . Sure-Weld LVOC BA or Sure- -167.5
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, min. FAST DT Weld BA
bitumen or smooth-surfaced SBS 0.4375-inch DEXcell Cement Roof (RIBBON)
modified bitumen Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Insulation: (Optional) Additional
layer(s) base insulation
Coverboard: (Optional) Min. 0.25-inch
Existing fully-adhered asphalt built-up . . FIex!bIe FAST or | DensDeck Prime, DEXcell FA Glass FIeXIbI? FAST CAV-GRIP Il AP,
. Min. 1-inch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible
R-2 roof (BUR) with flood coat & gravel R X . Sure-Weld LVOC BA or Sure- -167.5
(loose gravel removed) SecurShield DT (RIBBON, 6- | Gypsum-Fiber Roof Board, min. FAST DT Weld BA
8 inch o.c.) 0.4375-inch DEXcell Cement Roof (RIBBON)
Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- . . . .
Insulation: (Opt 1) Additi |
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase Flexible FAST or 7I25Lejr?s;obnas(e izsljlr;?ci())n ttona zLe:::l(iebll::ST CAV-GRIP Il AP,
R-3 granule-surfaced APP or SBS modified P R ’ " | Flexible FAST v . . Sure-Weld LVOC BA or Sure- -145.0
. SecurShield Coverboard: Min. 1.5-inch StormBase FAST DT
bitumen or smooth-surfaced SBS DT (RIBBON) — . . Weld BA
- . or SecurShield HD Composite (RIBBON)
modified bitumen over structural
concrete deck
i Insulation: (Optional) Additional i
Existing fully-adhered asphalt built-up R ¢ Flexible FAST or | Insulation: (Optional) Flexible FAST CAV-GRIP Ill AP,
R-4 roof (BUR) with flood coat & gravel Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld LVOC BA or Sure- -145.0
(Ioose gravel removed) g SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch StormBase FAST DT Weld BA :
g inch o.c.) or SecurShield HD Composite (RIBBON)
Existing fully-adhered asphalt built-up . . FIex!ble FAST or CAV-GRIP Il AP,
. Min. 1.5-inch StormBase or Flexible FAST
R-5 roof (BUR) with flood coat & gravel . X None N/A Sure-Weld LVOC BA or Sure- -145.0
SecurShield HD Composite DT (RIBBON, 6-
(loose gravel removed) inch o.c.) Weld BA
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e P yer(s) e MDP
No. Note 1, Note 12 BXE ac icati sf) A
( , Note 12) Type Notes 6.7 8 Type RaPp— Type Application
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered granule-surfaced DEXcell FA Glass Mat Roof
asphalt built-up roof (BUR), smooth- Bf)ard or SECUROCK.Gypsum- Flexible FAST or CAV-GRIP 11l AP,
surfaced asphalt built-up roof (BUR), Fiber Roof Board, min. 0.4375- .
R-6 . . Flexible FAST None N/A Sure-Weld LVOC BA or Sure- -302.5
granule-surfaced APP or SBS modified inch DEXcell Cement Roof Board DT (RIBBON) Weld BA
bitumen or smooth-surfaced SBS or min. 0.5-inch SecurShield HD,
modified bitumen SecurShield HD Plus or
EcoStorm VSH
Min. 0.5-inch DensDeck Prime,
DEXcell FA Glass Mat Roof
Existing fully-adhered asphalt built-up Board or SECUROCK Gypsum- Flexible FAST o CAV-GRIP Il AP,
R-7 roof (BUR) with flood coat & gravel Fiber Roof Board, min. 0.4375- Flexible FAST Non N/A Sure-Weld LVOC BA or Sure 302.5
{loose gravel removed] g inch DEXcell Cement Roof Board | DT (RIBBON, 6- one ure-we Weld BA :
g or min. 0.5-inch SecurShield HD, | inch o.c.)
SecurShield HD Plus or
EcoStorm VSH
Existing fully-adhered asphaltic BUR or Min. 1.5-inch ACFoam I, (Optional) Additional layers of base Aqua Base 120 or
R-8 0OB500 0OB500 Sure-Weld -120.0
mineral surface cap sheet InsulBase, SecurShield, ENRGY 3 insulation ure-ve Sure-Weld BA
R-9 Ex'|st|ng fully-adhered asphaltic BUR or Min. 1.5'—|nch InsulBase, 0B500 §Opt|0r'1al) Additional layers of base 0B500 Sure-Weld CAV-GRIP IIl AP 1200
mineral surface cap sheet SecurShield insulation
(Optional) Min. 1.5-inch Insulation: (Optional) Additional
I n. 1.5-1 . .
isti - i | b lat
R-10 EX.IStII’lg fully-adhered asphaltic BUR or ACFoam Il InsulBase, 0B500 ayer(s) base |n.su a |0r.1 0B500 Sure-Weld Aqua Base 120 or 1200
mineral surface cap sheet K Coverboard: Min. 0.5-inch DensDeck Sure-Weld BA
SecurShield, ENRGY 3 —_—
or DensDeck Prime
Insulation: (Optional) Additional
Existing fully-adhered asphaltic BUR or (OptiRal) in. Agginch la :r(s; bas(e i’r)1$,|ulati()3n "
R-11 . g fully P ACFoam I, InsulBase, 0OB500 Y ) ) 0OB500 Sure-Weld CAV-GRIP Il AP -120.0
mineral surface cap sheet R Coverboard: Min. 0.5-inch DensDeck
SecurShield, ENRGY 3 —_—
Prime
. X . Insulation: (Optional) Additional
Existing fully-adhered asphaltic BUR or (Optional) Min. 1.5-inch layer(s) base insulation Aqua Base 120, CAV-
R-12 mineral surface cap sheet ACFoam Il, InsulBase, OB500 c board: Min. 0.5-inch SECUROCK 0OB500 Sure-Weld GRIP Il AP, LVOC BA -120.0
P SecurShield, ENRGY 3 LOVErboar: Min. 0.5-inc or Sure-Weld BA
Gypsum-Fiber Roof Board
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e P yer(s) e MDP
No. (Note 1, Note 12) Type Notesa:7 g Type Notesa:7 g Type Application sf)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST or Flexible FAST Flexible FAST or
R-13 surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, Flexible FAST (Optional) Additional layer(s) base or Flexible Sure-Weld Flexible FAST DT -45.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) insulation FAST DT FleeceBACK | (RIBBON, 12-inch ’
bitumen or smooth-surfaced SBS (RIBBON) o.c.)
modified bitumen
Existing fullv-adhered asphalt built-u Flexible FAST or Flexible FAST Flexible FAST or
R-14 roof (BgUR) \Yvith flood cogt & aravel P Min. 1-inch InsulBase, Flexible FAST (Optional) Additional layer(s) base or Flexible Sure-Weld Flexible FAST DT -45.0
( ravel removed) g SecurShield DT (RIBBON, 6- insulation FAST DT FleeceBACK | (RIBBON, 12-inch '
R LAl inch o.c.) (RIBBON) o.c)
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth- Flexible FAST or layer(s) base insulation Flexible FAST Flexible FAST or
R-15 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST Coverboard: Min. 0.5-inch DensDeck or Flexible Sure-Weld Flexible FAST DT -45.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Prime or SECUROCK Gypsum-Fiber FAST DT FleeceBACK | (RIBBON, 12-inch ’
bitumen or smooth-surfaced SBS Roof Board, SecurShield HD or (RIBBON) o.c.)
modified bitumen SecurShield HD Plus
Insulation: (Optional) Additional
. layer(s) base insulation ) .
. . Flexible FAST or ) . Flexible FAST Flexible FAST or
R-16 fg::l(gif:)"xi?:?;?j :;Zthgjt E:\II:;UP Min. 1-inch InsulBase, Flexible FAST 7§qverboasrgdl\]/;gc0k265—mch Dn:r:)sDeck or Flexible Sure-Weld Flexible FAST DT -45.0
& Securshield DT (RIBBON, 6- | "'meOr -6 Bypsum-rIber FAST DT FleeceBACK | (RIBBON, 12-inch '
(loose gravel removed) inch 0.c.) Roof Board or min. 0.5-inch (RIBBON) 0.c)
- SecurShield HD or SecurShield HD -
Plus
Min. 0.5-inch DensDeck Prime ) :
Existing fully-adhered asphalt built-up or SECUROCK Gypsum-Fiber E:Zz:g:s :Zﬁﬁ or Sure-Weld E::z:z:z Eﬁg ng
R-17 roof (BUR) with flood coat & gravel Roof Board or min. 0.5-inch DT (RIBBON, 6- None N/A FleeceBACK | (RIBBON, 12-inch -45.0
(loose gravel removed) SecurShield HD or SecurShield ) ! !
inch o.c.) o.c.)
HD Plus
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth- . TR . Flexible FAST .
. . . . Flexible FAST or | layer(s) base insulation N Flexible FAST or
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, . . . or Flexible Sure-Weld .
R-18 Flexible FAST Coverboard: Min. 0.5-inch Flexible FAST DT -90.0
granule-surfaced APP or SBS modified SecurShield —— o i FAST DT FleeceBACK .
. DT (RIBBON) SecurShield HD, SecurShield HD Plus (RIBBON, 6-inch o.c.)
bitumen or smooth-surfaced SBS Ecost VSH (RIBBON)
modified bitumen or kcostorm
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NEmoO | etc.e

TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e & yer(s) e MDP
No. Note 1, Note 12 ac ac icati sf) A
( , Note 12) Type Notes 6.7 8 Type RaPp— Type Application
Insulation: (Optional) Additional
-, . Flexible FAST or | Lnsulation: (Optional) Additiona Flexible FAST .
Existing fully-adhered asphalt built-up . . . layer(s) base insulation X Flexible FAST or
. Min. 1-inch InsulBase, Flexible FAST ) ) or Flexible Sure-Weld .
R-19 roof (BUR) with flood coat & gravel R Coverboard: Min. 0.5-inch Flexible FAST DT -90.0
SecurShield DT (RIBBON, 6- - . FAST DT FleeceBACK .
(loose gravel removed) . SecurShield HD, SecurShield HD Plus (RIBBON, 6-inch o.c.)
inch o.c.) (RIBBON)
or EcoStorm VSH
Existing fully-adhered asphalt built-up Min. 0.5-inch SecurShield HD, E::z:g:: Eﬁg or Sure-Weld Flexible FAST or
R-20 roof (BUR) with flood coat & gravel SecurShield HD Plus or None N/A Flexible FAST DT -90.0
DT (RIBBON, 6- FleeceBACK )
(loose gravel removed) EcoStorm VSH . (RIBBON, 6-inch o.c.)
inch o.c.)
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST of Insulation: (Optional) Additional Flexible FAST Flexible FAST or
R-21 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT -45.0
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Coverboard: Min. 1.5-inch FAST DT FleeceBACK | (RIBBON, 12-inch :
bitumen or smooth-surfaced SBS SecurShield HD Composite (RIBBON) o.c.)
modified bitumen
Existing fullv-adhered asphalt built-u Flexible FAST or | Insulation: (Optional) Additional Flexible FAST Flexible FAST or
R-22 roof (BgUR) \Yvith flood coZt & aravel p Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT 45.0
(loose gravel removed) g SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch FAST DT FleeceBACK | (RIBBON, 12-inch :
g inch o.c.) SecurShield HD Composite (RIBBON) o.c.)
. . Flexible FAST or Flexible FAST or
f23 f;‘fft'(ré%ﬁ‘)"‘j’wf:rf‘;fj:;;’thgt PUltUP | Min. 1.5-inch Securshield HD | Flexible FAST | N/ Sure-Weld | Flexible FAST DT 450
g Composite DT (RIBBON, 6- FleeceBACK | (RIBBON, 12-inch ’
(loose gravel removed) )
inch o.c.) o.c.)
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered granule-surfaced Coverboard: (Optional) Min. 0.25-inch
asphalt built-up roof (BUR), smooth- Flexible FAST or DensDeck Prime, DEXcell FA Glass Flexible FAST Flexible FAST or
R-24 surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible Sure-Weld Flexible FAST DT 1675
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Gypsum-Fiber Roof Board, min. FAST DT FleeceBACK | (FULL) or HydroBond '
bitumen or smooth-surfaced SBS 0.4375-inch DEXcell Cement Roof (RIBBON) WB
modified bitumen Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System ST Base Insulation Layer prremn Top Insulation Layer(s) — Roof Cover (Note 15) MDP
. . A
No. (Note 1, Note 12) Type Notes 6.7 8 Type Notes 6.7 8 Type Application sf
Insulation: (Optional) Additional
layer(s) base insulation
Coverboard: (Optional) Min. 0.25-inch
Existing fully-adhered asphalt built-up . . FIexibIe FAST or | DensDeck Prime, DEXcell FA Glass Flexiblt:': FAST Flexible FAST or
R-25 roof (BUR) with flood coat & gravel Min. 1—|r.1ch InsulBase, Flexible FAST Mat Roof Board or SECUROCK or Flexible Sure-Weld Flexible FAST DT 1675
(loose gravel removed) SecurShield DT (RIBBON, 6- Gypsum-Fiber Roof Board, min. FAST DT FleeceBACK | (FULL) or HydroBond
inch o.c.) 0.4375-inch DEXcell Cement Roof (RIBBON) WB
Board or min. 0.5-inch SecurShield
HD, SecurShield HD Plus or EcoStorm
VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible FAST or Insulation: (Optional) Additional Flexible FAST Flexible FAST or
R-26 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT 1450
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) Coverboard: Min. 1.5-inch StormBase | FAST DT FleeceBACK | (FULL) or HydroBond ’
bitumen or smooth-surfaced SBS or SecurShield HD Composite (RIBBON) WB
modified bitumen
Existing fully-adhered asphalt built-up Flexible FAST or | Insulation: (O.ptiona.l) Additional Flexible FAST Flexible FAST or
R-27 roof (BUR) with flood coat & gravel Min. 1-inch InsulBase, Flexible FAST layer(s) base insulation or Flexible Sure-Weld Flexible FAST DT 1450
(loose gravel removed) SecurShield DT (RIBBON, 6- Coverboard: Min. 1.5-inch StormBase FAST DT FleeceBACK | (FULL) or HydroBond
incho.c.) or SecurShield HD Composite (RIBBON) WB
. . Flexible FAST or Flexible FAST or
R-28 fg:ftl(régug)”\yv_i::?;fj jsgthgltg?:\lll’;—w Min. 1.5-inch StormBase or Flexible FAST None N/A Sure-Weld Flexible FAST DT 145.0
SecurShield HD Composite DT (RIBBON, 6- FleeceBACK | (FULL) or HydroBond
(loose gravel removed) .
inch o.c.) WB
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered granule-surfaced DEXcell FA Glass Mat Roof
asphalt built-up roof (BUR), smooth- Board or SECUROCK Gypsum- Flexible FAST or Flexible FAST or
R-29 surfaced asphalt built-up roof (BUR), Fiber Roof Board, min. 0.4375- Flexible FAST None N/A Sure-Weld Flexible FAST DT 3025
granule-surfaced APP or SBS modified inch DEXcell Cement Roof Board DT (RIBBON) FleeceBACK | (FULL) or HydroBond ’
bitumen or smooth-surfaced SBS or min. 0.5-inch SecurShield HD, WB
modified bitumen SecurShield HD Plus or
EcoStorm VSH
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate v e P yer(s) e MDP
No. Note 1, Note 12 ac ac icati sf) A
( , Note 12) Type Notes 6.7 8 Type RaPp— Type Application
Min. 0.5-inch DensDeck Prime,
DEXcell FA Glass Mat Roof
Existing fully-adhered asphalt built- Board or SECUROCK Gypsum- Flexible FAST or Flexible FAST or
g uiy- phatt butit-up Fiber Roof Board, min. 0.4375- | Flexible FAST Sure-Weld | Flexible FAST DT
R-30 roof (BUR) with flood coat & gravel . None N/A -302.5
(loose gravel removed) inch DEXcell Cement Roof Board | DT (RIBBON, 6- FleeceBACK | (FULL) or HydroBond
or min. 0.5-inch SecurShield HD, | inch o.c.) WB
SecurShield HD Plus or
EcoStorm VSH
SURE-WELD FLEECEBACK RL APPLICATIONS:
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- ) . . Flexible FAST or | Insulation: (Optional) Additional FIeXIbI? FAST
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch InsulBase, . . . or Flexible
R-31 e K Flexible FAST layer(s) base insulation Sure-Weld FleeceBACK RL -142.5
granule-surfaced APP or SBS modified SecurShield DT (RIBBON) B board: Min. 2-inch InsulB RL FAST DT
bitumen or smooth-surfaced SBS ~overboard: Min. 2inch Insulbase (RIBBON)
modified bitumen
Existing fully-adhered asphalt built-up ) . Flex!ble g Insulation: (Optional) Additional FIeXIbI? FAST
R-32 roof (BUR) with flood coat & gravel Min. 1-inch InsulBase, i, layer(s) base insulation or Flexible Sure-Weld FleeceBACK RL -142.5
(lowse gravel removed) & Securshield DT (RIBBON, 6- cy o Mim. 2.t InsulBase L | FASTDT :
g iR N overboard: Min. 2-inch InsulBase (RIBBON)
Flexi FAST
Existing fully-adhered asphalt built-up Fl:i:g:s FA:T or
R-33 roof (BUR) with flood coat & gravel Min. 2-inch InsulBase RL DT (RIBBON, 6- None N/A Sure-Weld FleeceBACK RL -142.5
(loose gravel removed) . !
inch o.c.)
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NEmoO | etc.e
TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover
Base Insulation Layer Top Insulation Layer(s
System Substrate v P ver(s) (Note 15) MDP
No. (Note 1, Note 12) T Attach T Attach o Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
EX|srt]|nlf;uI.II\t/—adherefd(g[JaRr;ule—surIaced Insulation: (Optional) Additional sure-Weld
asphatt buift-up rool » SMOO (Optional) Min. 1.5- Flexible FAST or layer(s) base insulation Flexible FAST or SureMB 90TG or ure-wve :
surfaced asphalt built-up roof (BUR), ) . . . y FleeceBACK / Flexible
R-34 ™ inch InsulBase, Flexible FAST DT | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT 120TG/ torch- . -165.0
granule-surfaced APP or SBS modified SecurShield (RIBBON) ﬁCUROCK o Fib (RIBBON) lied FAST or Flexible FAST
bitumen or smooth-surfaced SBS ecurshie rime or ypsum-riber applie DT (FULL)
. . Roof Board
modified bitumen
Flexible FAST or Insulation: (Optional) Additional Sure-Weld
Existing fully-adhered asphalt built-up . . ex! € ° layer(s) base insulation Flexible FAST or SureMB 90TG or ure-wve .
. Min. 1.5-inch Flexible FAST DT \ . . FleeceBACK / Flexible
R-35 roof (BUR) with flood coat & gravel . R Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT 120TG/ torch- X -165.0
InsulBase, SecurShield (RIBBON, 6-inch . ; . FAST or Flexible FAST
(loose gravel removed) Prime or SECUROCK Gypsum-Fiber (RIBBON) applied
o.c.) DT (FULL)
Roof Board
Existing fully-adhered asphalt built-up Min. O'S-mCh FIex!bIe FAST & SureMB 90TG or Sure-Weld .
R-36 roof (BUR) with flood coat & gravel DensDeck Prime or Flexible FAST DT None N/A 120TG/ torch- FleeceBACK / Flexible -165.0
(loose gravel removed) g SECUROCK Gypsum- (RIBBON, 6-inch aoplied FAST or Flexible FAST '
g Fiber Roof Board o.c.) PP DT (FULL)
SURE-WELD AFX MEMBRANE APPLICATIONS:
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
:ZFr)f:?::dbzlslt huaF:trgSiflt(—?JURr)c;cS)Hg(l)Jt:) Min. 1-inch InsulBase, plexigle gl of Igszr?s;obnas(e izsljlr;iiln o Flexible FAST or SureMB 90TG or Sure-Weld AFX /
R-37 P P - - " | Flexible FASTDT | -7 ) _ Flexible FAST DT | 120TG/ torch- | C-MCA or hot -157.5
granule-surfaced APP or SBS modified SecurShield (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) anplied hal
bitumen or smooth-surfaced SBS Gypsum-Fiber Roof Board pp asphalt
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up .S Flexible FAST or | Insulation: (Optional) Additiona Flexible FAST or | SureMB 90TG or | Sure-Weld AFX /
R-38 roof (BUR) with flood coat & gravel M 1- TR Ugigeso) Flexible FAST DT layer(s) base insulation Flexible FAST DT 120TG/ torch- C-MCA or hot -157.5
(loose gravel removed) & SecurShield (RIBBON, 6-inch | Coverboard: Min. 0.25-inch SECUROCK | 0 poci applied bt orno :
o.c.) Gypsum-Fiber Roof Board P
Existing fully-adhered asphalt built-up Min. 0.5-inch FIex!ble FAST or SureMB 90TG or
. Flexible FAST DT Sure-Weld AFX /
R-39 roof (BUR) with flood coat & gravel SECUROCK Gypsum- . None N/A 120TG/ torch- -157.5
. (RIBBON, 6-inch . C-MCA or hot asphalt
(loose gravel removed) Fiber Roof Board oc) applied
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NEmoO | etc.e
TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover
Base Insulation Layer Top Insulation Layer(s
System Substrate v P ver(s) (Note 15) MDP
No. (Note 1, Note 12) T Attach T Attach o Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth . . Flexible FAST or Insulation: ( .p |ona.) tiona Flexible FAST or SureMB 90TG or
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . layer(s) base insulation X Sure-Weld AFX
R-40 . ) Flexible FAST DT . . Flexible FAST DT 120TG/ torch- -167.5
granule-surfaced APP or SBS modified SecurShield Coverboard: Min. 0.25-inch DensDeck . C-MCA or hot asphalt
) (RIBBON) - (RIBBON) applied
bitumen or smooth-surfaced SBS Prime
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up . . FIex!bIe FAST or Insulation: ( .p .) Flexible FAST or SureMB 90TG or
. Min. 1-inch InsulBase, Flexible FAST DT layer(s) base insulation . Sure-Weld AFX /
R-41 roof (BUR) with flood coat & gravel . R . . Flexible FAST DT 120TG/ torch- -167.5
SecurShield (RIBBON, 6-inch Coverboard: Min. 0.25-inch DensDeck ) C-MCA or hot asphalt
(loose gravel removed) . (RIBBON) applied
o.c.) Prime
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- .
surfaced asphalt built-up roof (BUR), Min. 0.5-inch FIex!bIe FAST or sureMB 90TG or Sure-Weld AFX /
R-42 . ) Flexible FAST DT None N/A 120TG/ torch- -202.5
granule-surfaced APP or SBS modified DensDeck Prime (RIBBON) apolied C-MCA or hot asphalt
bitumen or smooth-surfaced SBS PP
modified bitumen
. . Flexible FAST or
Existing fuIIy—Iadhered asphalt built-up Min. 0.5-inch Flexible FAST DT SureMB 90TG or Sure-Weld AFX /
R-43 roof (BUR) with flood coat & gravel . R None N/A 120TG/ torch- -202.5
DensDeck Prime (RIBBON, 6-inch . C-MCA or hot asphalt
(loose gravel removed) 0c) applied
Min. 1.5-inch Insulation: (Optional) Additional
R-44 Existing fullv-adhered asphaltic BUR InsulBase, SecurShield 0B500 layer(s) base ii)]sulation 0OB500 i;gﬁ_’g?iﬁ:ﬁhor Sure-Weld AFX 105.0
g Tully P or min. 2-inch Coverboard: Min. 0.25-inch SECUROCK anolied C-MCA or hot asphalt ’
Insulfoam | or VIII Gypsum-Fiber Roof Board PP
Min. 1.5-i Insulation: (Optional) Additional
In;:IBaiemSc:curShieId layer(s) bas(e iﬂsulatit)an SureMB 907G or Sure-Weld AFX /
R-45 Existing fully-adhered asphaltic BUR X ! 0OB500 ) . OB500 120TG/ torch- -120.0
or min. 2-inch Coverboard: Min. 0.25-inch DensDeck anolied C-MCA or hot asphalt
Insulfoam | or VIII Prime PP
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TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: PLATE-BONDED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmoO | etc.e

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP
No. (Note 1) (Note 17) Fastener (Note 11) Spacing sf
RHINOBOND SYSTEMS:
E;::lcr;gvztrasnhda:\r/]ise:wm olr;ar;s?grgsr:;tizlcm One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 18-inch o.c. in Sure-Weld (minimum 60-mil) or Sure-Weld
R-46 K g . ga- . combination, and RhinoBond Plate-TPO are fastened through to . N EXTRA induction welded with RhinoBond -30.0
to max. 3/16-inch thick steel purlins spaced N . rows 60-inch o.c. . .
N preliminarily fastened purlins tool per manufacturer’s instructions.
max. 60-inch o.c.
E;(:)Sftlcr:)gvztrznhd{;cignseni:] olr;azs?ggsggﬁilch) One or more layers, any Carlisle HP Purlin Fastener or RetroDriller Fastener 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld
R-47 . e . ga. . combination, and RhinoBond Plate-TPO are fastened through to - EXTRA induction welded with RhinoBond -30.0
to max. 3/16-inch thick steel purlins spaced L . along purlins , .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 120-inch o.c.
Existi i | |
xisting standlng sea’.“ or’ap seam met.a One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener . Sure-Weld or Sure-Weld EXTRA induction
roof covers having min. 16 ga. (0.0598-inch) L . 6-inch o.c. along . R
R-48 R . ) combination, and RhinoBond Plate-TPO are fastened through to X welded with RhinoBond tool per -37.5
to max. 3/16-inch thick steel purlins spaced N . purlins . )
. preliminarily fastened purlins manufacturer’s instructions.
max. 120-inch o.c.
Existi i | |
xisting standlng sea’.“ or’ap seam met.a One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener . Sure-Weld or Sure-Weld EXTRA induction
roof covers having min. 16 ga. (0.0598-inch) L . 12-inch o.c. . ;
R-49 R . . combination, and RhinoBond Plate-TPO are fastened through to X welded with RhinoBond tool per -37.5
to max. 3/16-inch thick steel purlins spaced L . along purlins ) .
. preliminarily fastened purlins manufacturer’s instructions.
max. 60-inch o.c.
E;E:lcr;gvzasnhdalca%niri: Oislazs?g?;;;ilch) One or more layers, any Carlisle HP Purlin Fastener or RetroDriller Fastener 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld
R-50 X s o ga. . combination, and RhinoBond Plate-TPO are fastened through to o EXTRA induction welded with RhinoBond -45.0
to max. 3/16-inch thick steel purlins spaced N . along purlins ) .
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 60-inch o.c.
E;E:'cr;gvzinhdalcignse;?; olrslazs?ggsr;;tizlch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 6-inch o.c. alon Sure-Weld (minimum 60-mil) or Sure-Weld
R-51 . g . ga. . combination, and RhinoBond Plate-TPO are fastened through to € | EXTRA induction welded with RhinoBond -52.5
to max. 3/16-inch thick steel purlins spaced L . purlins . . X
. preliminarily fastened purlins tool per manufacturer’s instructions.
max. 120-inch o.c.
E;E:'cr;gvzinhdalcignse;?; olrslazs?ggsr;;tizlch) One or more layers, any | Carlisle HP Purlin Fastener or RetroDriller Fastener 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction
R-52 R e . ga. . combination, and RhinoBond Plate-TPO are fastened through to € | welded with RhinoBond tool per -67.5
to max. 3/16-inch thick steel purlins spaced w ) purlins . )
. preliminarily fastened purlins manufacturer’s instructions.
max. 60-inch o.c.
ISOWELD INDUCTION WELDING SYSTEM:
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 12-inch o.c Sure-Weld or Sure-Weld EXTRA induction
R-53 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are - welded with SFS isoweld® 3000 stand-up -37.5
: N ; N . along purlins
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins tool.
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction
R-54 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are ur'lir'15 g welded with SFS isoweld® 3000 stand-up -37.5
ksi steel purlins spaced max. 120-inch o.c. preliminarily fastened fastened through to purlins P tool.
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TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: PLATE-BONDED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmMO | etc.e

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158) MDP

No. (Note 1) (Note 17) Fastener (Note 11) Spacing (psf)
Existing standing seam or lap seam metal roof One or more layers, any | Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 12-inch o.c Sure-Weld (minimum 60-mil) or Sure-Weld

R-55 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are alon url.in.s EXTRA induction welded with SFS isoweld® -45.0
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins gp 3000 stand-up tool.
Existing standing seam or lap seam metal roof One or more layers, any Dekfast DF-#12-PC-SQ3 with Carlisle isoweld TPO 6-inch o.c. alon Sure-Weld or Sure-Weld EXTRA induction

R-56 covers having min. 16 gauge (0.0598 inch), 50 combination, Plate or SFS isoweld F1-P-6.8-TPO Plate are I ] g welded with SFS isoweld® 3000 stand-up -90.0
ksi steel purlins spaced max. 60-inch o.c. preliminarily fastened fastened through to purlins purlins tool.

All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

TABLE 7p: STEEL-RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Roof Cover (Note 15A) e
System No. Deck (Note 1) Attach
sf
Type Note 17 Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-57 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 138.5-inch o.c. to engage steel purlin. -30.0
thick steel purlins spaced max. 138.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more Prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-58 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 115-inch o.c. to engage steel purlin. -45.0
thick steel purlins spaced max. 115-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 12-inch o.c. within 5.5-inch wide laps spaced
R-59 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach‘ Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-60 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach‘ Sure-Weld or RetroDriller Fastener and | max. 138.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 138.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-61 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 90.5-inch o.c. to engage steel purlin. -67.5
thick steel purlins spaced max. 90.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 9-inch o.c. within 5.5-inch wide laps spaced
R-62 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach' Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -75.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim Sure-Weld or Carlisle HP Purlin Fastener 6-inch o.c. within 5.5-inch wide laps spaced
R-63 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. Sure-Weld or RetroDriller Fastener and | max. 54.5-inch o.c. to engage steel purlin. -90.0
thick steel purlins spaced max. 54.5-inch o.c. combination EXTRA Piranha Plate Laps sealed with 1.5-inch heat weld.
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TABLE 7e: STEEL—RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmoO | etc.e

Insulation Roof Cover (Note 15A)
SY:IZem Deck (Note 1) Attach M—stP
. Type Note 17 Membrane Fastener (Note 11) Attachment

Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 138-inch o.c. The plates are centered over each strip and

R-64 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -30.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 138-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 114-inch o.c. The plates are centered over each strip and

R-65 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -45.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 114-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 90-inch o.c. The plates are centered over each strip and

R-66 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -52.5
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with TPO Primer at the strip location, then rolling into place
spaced max. 90-inch o.c. with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 120-inch o.c. The plates are centered over each strip and

R-67 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 6-inch o.c. to engage the purlin. Roof cover adhered to each strip -60.0
3/16-inch thick steel purlins combination attached Weld EXTRA Piranha Plate by first priming with HP-250 Primer at the strip location, then rolling into
spaced max. 120-inch o.c. place with a hand roller.
Existing standing seam or lap Sure-Weld TPO 10-inch Pressure-Sensitive RUSS strips are applied over the
seam metal roof covers having One or more prelim Sure-Weld, Sure- | Carlisle HP Purlin Fastener or insulation spaced 60-inch o.c. The plates are centered over each strip and

R-68 min. 16 ga. (0.0598-inch) to max. layers, any ) Weld HS or Sure- | RetroDriller Fastener and fastened 12-inch o.c. to engage the purlin. Roof cover adhered to each -60.0
3/16-inch thick steel purlins combination atiached Weld EXTRA Piranha Plate strip by first priming with HP-250 Primer at the strip location, then rolling
spaced max. 60-inch o.c. into place with a hand roller.
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SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

TABLE 7r: RECOVER APPLICATIONS

NEmoO | etc.e

System Deck Roof Cover (Note 15) DP
No. (Note 1) Membrane Fastener (Note 11) Fastener Spacing Lap Width Lap Spacing Seam Weld (psf)
R-69 Existing steel deck Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 12-inch o.c. 5.5-inch 138.5-inch 1.5-inch outside 300

FleeceBACK to engage existing deck o.c.
. Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed R . . . .
R-70 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 12-inch o.c. 5-inch 139-inch o.c. 1.5-inch outside -30.0
R-71 Ex.lstlng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 12-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 30,0
min. Grade 80 FleeceBACK to engage existing deck
. Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R-72 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 6-inch o.c. 5-inch 139-inch o.c. 1.5-inch outside -37.5
R-73 Ex.lstmg steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP—X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 375
min. Grade 80 FleeceBACK to engage existing deck
. Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
R-74 Existing steel deck Weld FleeceBACK 135 through to engage existing deck 12-inch o.c. 5-inch 115-inch o.c. 1.5-inch outside -37.5
R-75 Ex.lstlng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-Xtra Faste.ne.r and Piranha Xtra Plate installed 12-inch o.c. 5 5-inch 115-inch o.c. 1.5-inch outside 375
min. Grade 80 FleeceBACK through to engage existing deck
R-76 Existing steel deck Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside 525
FleeceBACK to engage existing deck o.c.
-Weld AFX -Wel lisle HP-Xtra F Piranha Xtra PI i Il 138.5-inch
R-77 Existing steel deck Sure-Weld or Sure-Weld Carlisle tra aste.ne'r and Piranha Xtra Plate installed 6-inch o.c. 5 5-inch 38.5-inc 1.5-inch outside -60.0
FleeceBACK through to engage existing deck o.c.
R-78 Ex.lstmg steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP—X.Fa'stener and Piranha Plate installed through 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -60.0
min. Grade 80 FleeceBACK to engage existing deck o.c.
R-79 Ex.lstlng steel deck, Sure-Weld AFX or Sure-Weld Carlisle HP-X.Fa.stener and Piranha Plate installed through 6-inch o.c. 5 5-inch 91-inch o.c. 1.5-inch outside -60.0
min. Grade 80 FleeceBACK to engage existing deck
Existing steel deck Sure-Weld AFX 155 or Sure- Carlisle HP-Xtra Fastener and Piranha Xtra Plate installed . . . . .
- ! 12-inch o.c. -inch 1-inch o.c. 1.5-inch -60.
R-80 min. Grade 80 Weld FleeceBACK 135 through to engage existing deck incho.c >-inc 9l-inch o.c >-inch outside 600
R-81 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast.er?er and Piranha Plate installed 12-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside 300
concrete FleeceBACK through to engage existing deck o.c.

R-82 Existing structural Sure-Weld AFX or Sure-Weld Farhsle HD 14-10 or CD-10 Fas?er.wer and Piranha Plate 6-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 375
concrete FleeceBACK installed through to engage existing deck Plate

R-83 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast.er?er and Piranha Plate installed 12-inch o.c. 5 5-inch 115-inch o.c. 1.5-inch outside 375
concrete FleeceBACK through to engage existing deck

R-34 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 Fast'er?er and Piranha Plate installed 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -60.0
concrete FleeceBACK through to engage existing deck o.c.

R-85 Existing structural Sure-Weld AFX or Sure-Weld Carlisle HD 14-10 or CD-10 Fastener and Piranha Plate 6-inch o.c. 5 5-inch 91-inch o.c. 1.5-inch outside -60.0

concrete

FleeceBACK

installed through to engage existing deck
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NEmoO | etc.e
TABLE 7G: RECOVER APPLICATIONS
SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12) =L
No. E— Type J Attach (psf)

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):

. Flexible FAST or Flexible FAST DT
R-86 Existing, fully-adhered EPDM Sure-Weld FleeceBACK (RIBBON, 12-inch o.c.)) -30.0

Flexible FAST or Flexible FAST DT

R-87 Existing, fully-adhered EPDM Sure-Weld FleeceBACK (RIBBON, 6-inch 0.c.)) -75.0
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- Flexible FAST or Flexible FAST DT
R-88 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Sur@weld FleeceBACK (RIBBON, 6-inch o.c.) 177.0

SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule-

R-89 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Sure-Weld FleeceBACK Flexible FAST (FULL) -177.0

R-90 Existing fully adhered TPO single ply Sure-Weld FleeceBACK Flexible FAST DT (FULL) -270.0

R-91 | Existing, fully-adhered EPDM Sure-Weld FleeceBACK (F;EXL'E)'E FAST or Flexible FAST DT -315.0

R-92 Existing fully a.d.here.d, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR) or granule- Sure-Weld AEX Hot Asphalt 3675
surfaced modified bitumen

R-93 Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- Sure-Weld FleeceBACK Flexible FAST DT (FULL) 635.0

surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen

Flexible FAST or Flexible FAST DT
- Existi -appli I h f PUF f with existi li f i -Weld Fl BACK -1057.
R-94 xisting spray-applied polyurethane foam (SPUF) roof with existing acrylic roof coating Sure-Weld FleeceBAC (FULL, splatter-applied) 057.5

. . Flexible FAST or Flexible FAST DT
R-95 Existing spray-applied polyurethane foam (SPUF) roof; scarify surface in accordance with report holder’s requirements. Sure-Weld FleeceBACK (FEL?JXIIL iplatte:)-;p;)i(:ed)e -1247.5
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TABLE 7H: RECOVER APPLICATIONS
SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Lightweight Concrete == M—DPA
No. Type | Attach (psf)
SURE-WELD OR SURE-WELD HS MEMBRANE APPLICATIONS:
e CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular Aqua Base 120, CAV-GRIP IIl AP, LVOC BA
haid Existing gravel surface BUR Concrete or Celcore MF Cellular Concrete (EPS board optional) % or Sure-Weld BA 750
R-97 Existing mineral surfe.xfe cap sheet, smooth surface BUR or CELCORE (FL2037): Mln..300 psi, Min. 2-inch thick, Celcore Cellular Sure-Weld Aqua Base 120 825
smooth surface modified cap sheet Concrete (EPS board optional)
Existing mineral surface cap sheet, smooth surface BUR or CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular CAV-GRIP IIl AP, LVOC BA or Sure-Weld
R-98 o . Sure-Weld -135.0
smooth surface modified cap sheet Concrete (EPS board optional) BA
i . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. Aqua Base 120, CAV-GRIP Il AP, LVOC BA
R-99 Existing mineral surface cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Weld or Sure-Weld BA 135.0
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min.
R-100 cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Weld Aqua Base 120 217:5
R-101 Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. Sure-Weld CAV-GRIP IIl AP, LVOC BA or Sure-Weld 2625
cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). BA ’
- CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch thick, CAV-GRIP Il AP, LVOC BA or Sure-Weld
R-102 Existing asphalt BUR Concrecel Lightweight Insulating Concrete (EPS board optional) Sure-Weld BA 375.0
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range
R-103 modified bitumen 1l LWIC (EPS board optional) Sure-Weld Aqua Base 120 67.5
Existing asphalt BUR or granule-surface SBS modified ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range CAV-GRIP Il AP, LVOC BA or Sure-Weld
R-104 . . Sure-Weld -302.5
bitumen 1 LWIC (EPS board optional) BA
Existing asphalt BUR or smooth-surface SBS modified ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range CAV-GRIP Il AP, LVOC BA or Sure-Weld
R-105 . . Sure-Weld -342.0
bitumen 1 LWIC (EPS board optional) BA
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-106 Existing gravel surface BUR 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK Flexible FAST or Flexible FAST DT (FULL) 75.0
. . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-107 Existing mineral surface cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK Flexible FAST or Flexible FAST DT (FULL) 135.0
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Sure-Weld . .
R-108 cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). FleeceBACK Flexible FAST or Flexible FAST DT (FULL) 2325
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Range | Sure-Weld .
R109 | odified bitumen Il LWIC (EPS optional board) FleeceBACK | |eXiDIe FAST (FULL) 2500
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TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION

NEmoO | etc.e

SYSTEM TYPE A-1A: BONDED TEMP ROOF, BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Temporary yAtt h P y e MDP
No. (Note 1) Roof aC ac sf
Type (Notes 6,7,8) Type (Notes 6,7,8) Type Attach
SURE-WELD MEMBRANE APPLICATIONS:
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Al B 120, CAV:
ROOF DECK PANEL ure ) . in. 0.5-inc exible or qua Base 120, -
P-1. (ASTM D41 primed) or 120TG / ;v:l:cf)sl:zs:;h::;z (F;gg’éeNF)AST SECUROCK Gypsum- | Flexible FAST DT Sure-Weld GRIP Il AP, LVOCBA | -45.0
torch-applied ! Fiber Roof Board (RIBBON) or Sure-Weld BA
FBC FPA FL19921
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL MB 90T Mi inéh Flexible FAST A 8 120, CAV
ROOF DECK PANEL Sure 90TG Two (2) layers, min. . in. 0.5-inc| ex! e FAST or qua Base 120, CAV-
P-2. (ASTM D41 primed) or 120TG / 2-inch. SecurShield Flexible FAST (FULL) SECUROCK Gypsum- Flexible FAST DT Sure-Weld GRIP Il AP, LVOC BA -105.0
torch-applied ! Fiber Roof Board (FULL) or Sure-Weld BA
FBC FPA FL19921
M-D NOA 23-0316.03
SURE-WELD FLEECEBACK MEMBRANE APPLICATIONS:
Min. %” USG STRUCTO-
CRETE” BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Flexible FAST
ROOF DECK PANEL ure Two (2) layers, min. Flexible FAST n. 9->-Inc exible or Sure-Weld exibie or
P-3. . or 120TG / . R SECUROCK Gypsum- Flexible FAST DT Flexible FAST DT -45.0
(ASTM D41 primed) torch-applied 2-inch, SecurShield (RIBBON) Fiber Roof Board (RIBBON) FleeceBACK (RIBBON, 6-inch 0.c.)
FBC FPA FL19921 i ! -
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE” BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch Flexible FAST Flexible FAST
ROOF DECK PANEL ure ) in. 0.5-inc exible or : exible or
P-4, . or1207G / | Twol2)lavers,min. Tl o e FAST (FULL) | SECUROCK Gypsum- | Flexible FAST DT Sure-Weld Flexible FAST DT -105.0
(ASTM D41 primed) torch-applied 2-inch, SecurShield Fiber Roof Board (FULL) FleeceBACK (FULL)
FBC FPA FL19921 PP
M-D NOA 23-0316.03
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TABLE 9A: HILTI PART / SUPPORT THICKNESS LIMITATIONS'

HILTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 L1ISMXR t>0.25
X-EDN19 THQ12 or X-EDN19 THQ12M 0.25<t<0.375
X-EDNK22 THQ12 or X-EDNK22 THQ12M t=0.25
X-HSN 24 0.125<t<0.375
S-MD 12-24 x 1-5/8 M HWH5 0.125<t<0.25
TABLE 9B: HILTI PART / TYPE B STEEL DECK A'I'I'ACHMENT-SPANAMEATLNSi .
MAX. SPAN (INCHES)
HILTI PART MAX. SPS.CCI.'\;G (] MAX':}':;‘:}:::’:SI;;ESIGN Min. 22 ga. steel Min. 20 ga. steel Min. 18 ga. steel
Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi
12 -45.0 72 72 72 72 72 72
6 -82.5% 72 72 72 72 72 72
6 -90.0* 68 72 72 72 72 72
6 -97.5% 63 72 72 72 72 72
6 -105.0* 59 72 72 72 72 72
6 -112.5* 55 72 67 72 72 72
-ENP-19 L15 6 -120.0* 51 72 63 72 72 72
X-ENP-19 L1SMX 6 -127.5% 48 72 59 72 72 72
X-ENP-19 L15MXR 6 -135.0* 45 72 56 72 72 72
X-EDN19 THQ12 6 -142.5* 43 72 53 72 72 72
X-EDN19 THQ12M 6 -150.0* 41 72 50 72 69 72
X-EDNK22 THQ12 6 -157.5* 39 71 48 72 65 72
X-EDNK22 THQ12M 6 -165.0* 37 68 46 72 62 72
X-HSN 24 6 -165.0* 35 65 a4 72 60 71
or 6 -172.5% 34 62 42 72 57 68
S-MD 12-24x1-5/8 M HWH5 6 -180.0* 33 60 40 72 55 65
6 -187.5* 31 57 39 71 53 62
6 -195.0% 30 55 37 68 51 60
6 -202.5* 29 53 36 66 49 58
6 -210.0* 28 51 36 63 47 56
6 -217.5* 27 50 33 61 46 54
6 -225.0* 26 48 32 59 44 52

*Limited to fully or partially adhered roof coverings.

" Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEmo|etc. nor Robert Nieminen, P.E.purport to evaluate Hilti fasteners for compliance
with the Florida Building Code.
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