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SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under Rule 61G20-3 and the applicable rules and regulations governing the use of
construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance
with the 8t" Edition (2023) Florida Building Code, High Velocity Hurricane Zone (HVHZ) sections noted herein.

DESCRIPTION: Sure-Flex Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED COMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
NEmo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for

that purpose.
©2019 NEMO ETC, LLC.
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ROOFING SYSTEMS EVALUATION:
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1. SCOPE:

Product Category:
Sub-Category:

Product Approval Method:

Roofing

Single Ply Roof Systems
Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Sure-Flex Roof Systems, as produced by Carlisle SynTec Systems, have demonstrated
compliance with the following sections of the 8 Edition (2023) Florida Building Code, High Velocity Hurricane
Zone (HVHZ) through testing in accordance with the following Standards. Compliance is subject to the Installation

Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

3. REFERENCES:

PROPERTY

Resistance to Foot Traffic

Wind resistance

Susceptibility to Hail Damage

Susceptibility to

Leakage

Material standards (modified bitumen)
Material standard

STANDARD

TAS 114, Section 8.9
TAS 114, Appendix C, D or J
TAS 114, Appendix F
TAS 114, Appendix G
ASTM D6163, ASTM D6164

ASTM D4434

ENTITY

NEMO CERT (CER13842)
PRI CMT(TST5878)
PRI CMT(TST5878)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ATI (TST1558)
ATI (TST1558)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
ERD (TST 11294)
ERD (TST 11294)
ERD (TST 11294)
ERD (TST 6049)
ERD (TST 6049)
ERD (TST 6049)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
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ExAM

ASTM D4434

ASTM D6163
ASTM D6164
TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 117

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

TAS 114

FM 4470
FM 4470
FM 4470
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
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REFERENCE
Certifications
1655T0009
165560010
07-052

10-008

11-037

15-007

15-044

ACRC 24-008
ACRC 24-009
ACRC 24-011
ACRC 24-012
ACRC 24-013
ACRC 24-016
91340.01-111-47
C1141.01-109-18
CTLA-105R
CTLA-105R-1
CTLA-105R-2
CTLA-106R
CTLA-106R-1
CTLA-106R-2
CTLA-106R-3
CTLA-106R-4
CTLA111R
CTL13380.01.17
CTL16160.08.17-1
CTL16160.08.17-2
NG-SC10075.12.15
SFS-SC10010.02.16
CRL-SC10290.03.16
0V7A4.AM
1D7A4.AM
3000066
3013584

3014692

3019897
3021764

3021941

3025919
3023458

3040639

3028478

DaTe
Current
01/21/22
01/21/22
08/30/07
04/23/10
06/29/11
04/01/15
01/04/16
04/17/24
04/18/24
04/19/24
04/19/24
04/24/24
04/25/24
05/06/09
09/11/12
10/13/08
10/13/08
10/13/08
10/16/08
10/16/08
10/16/08
10/16/08
10/16/08
01/13/09
01/27/17
08/28/17
08/28/17
12/28/15
02/29/16
03/03/16
06/10/92
11/09/98
06/23/99
06/27/03
08/05/03
10/07/05
01/11/06
03/20/06
03/20/06
07/18/06
09/18/12
01/05/07

ENTITY

FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (QUA1840)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)

Exam
FM 4474
FM 4474
FM 4451
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Traceability
FM 4451
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
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REFERENCE DATE

3048585 02/07/13
3047474 07/25/13
3049232 09/11/13
3051593 01/21/14
3051602 01/28/14
797-08172-267 02/25/14
3048639 08/24/14
3048753 09/16/14
3053933 06/30/15
3053649 09/09/15
3056620 10/12/15
3054498 11/30/15
3057736 (data) 01/08/16
3050229 01/25/16
3055167 02/10/16
3054028 05/25/16
3056017 06/20/16
RR206411 09/26/16
3056745 09/28/16
3058058 11/04/16
3063767 (Itr) 04/03/18
PR451012 09/11/18
PR449651 09/25/18
RR215829 10/03/18
3063085 10/05/18
PRA451012 (data) 10/11/18
PR451012 12/13/18
PR452297 (data) 12/19/18
PR452773 (data) 01/31/19
PR451012 (data) 02/01/19
PR452369 (data) 04/19/19
PR451520 (data) 05/02/19
PR453044 05/30/19
PR453924(data) 06/19/19
3060914 06/20/19
PRA53922 08/08/19
PR452049 08/27/19
PR460398 (data) 01/29/20
PR453353 01/31/20
PR453923 02/02/20
PR451812 04/24/20
RR223958 06/10/20
RR224173 06/30/20
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ENTITY EXAM REFERENCE DATE ENTITY EXAM REFERENCE DATE
FM (TST1867) FM 4474 3026964 07/25/07 FM (TST1867) FM 4474 PR454181 12/10/20
FM (TST1867) FM 4470 3030926 08/07/07 FM (TST1867) FM 4474 PR460398 (data) 06/23/21
FM (TST1867) FM 4474 3028438 08/22/07 FM (TST1867) FM 4474 PR456208 (data) 09/28/21
FM (TST1867) FM 4474 3031350 09/27/07 FM (TST1867) FM 4474 PR453924 (data) 11/10/21
FM (TST1867) FM 4474 3028154 11/16/07 FM (TST1867) FM 4474 PR454979 12/07/21
FM (TST1867) FM 4474 3026951 01/21/08 FM (TST1867) FM 4474 PR453924 (data) 12/08/21
FM (TST1867) FM 4474 3031349 05/13/08 FM (TST1867) FM 4474 PR456395 02/14/22
FM (TST1867) FM 4474 3034985 12/15/08 FM (TST1867) FM 4474 PR463769 (LTR) 01/13/24
FM (TST1867) FM 4474 3034066 04/14/09 FM (TST1867) FM 4474 PR469635 (data) 07/28/24
FM (TST1867) FM 4474 3037400 09/08/09 FM (TST1867) FM 4474 PR462962 07/30/24
FM (TST1867) FM 4474 3034297 11/13/09 FM (TST1867) FM 4474 PR470092 08/14/24
FM (TST1867) FM 4474 3039344 07/13/10 FM (TST1867) FM 4470 PR470554 06/23/25
FM (TST1867) FM 4474 3039344 07/14/10 FM (TST1867) FM 4470 PR474040 04/09/26
FM (TST1867) FM 4474 3040449 07/15/10 M-D (CER1592) TAS 114 21-1229.06 02/24/22
FM (TST1867) FM 4474 3038140 08/04/10 M-D (CER1592) TAS 114 18-0208.03 08/09/18
FM (TST1867) FM 4474 3040639 08/11/10 NEMO Data Release NE-FRM-0025-USG 02/17/21
FM (TST1867) FM 4474 3040639 08/13/10 NEMO Data Release NE-FRM-0025-SFS 11/29/21
FM (TST1867) Criticality 3037608 08/18/10 NEMO Data Release NE-FRM-0025-OMG 11/30/21
FM (TST1867) FM 4474 3040639 10/06/10 NEMO (TST 6049) TAS 114 4-CRL-18-003.05.18 05/15/18
FM (TST1867) FM 4474 3040639 10/17/10 NEMO (TST 6049) TAS 114 CRL-SC16815.06.18 06/07/18
FM (TST1867) FM 4474 3039344 04/07/11 NEMO (TST 6049) Criticality 4S-CRL-18-005.11.18 11/06/18
FM (TST1867) FM 4474 3043437 06/03/11 NEMO (TST 6049) TAS 114 41-CEL-18-001.12.18 12/14/18
FM (TST1867) FM 4474 3041535 06/08/11 NEMO (TST 6049) TAS 114 41-CRL-18-003.12.18 01/14/20
FM (TST1867) FM 4474 3043858 08/23/11 NEMO (TST 6049) TAS 114 2a-CRL-19-LWWUS-02.A 01/14/20
FM (TST1867) FM 4474 3043859 08/23/11 NEMO (TST 6049) TAS 114 43-CRL-19-LSWUS-01.A 01/14/20
FM (TST1867) FM 4474 3043858 08/25/11 NEMO (TST 6049) TAS 114 4a-CRL-19-LSWUS-02.A 03/05/20
FM (TST1867) FM 4474 3041797 10/13/11 NEMO (TST 6049) FM 4470 4i-CCM-21-SSCRT-01.A 01/19/22
FM (TST1867) FM 4474 3039073 11/22/11 NEMO (TST 6049) TAS 114 4a-CRL-23-LSWUS-02.A 12/13/24
FM (TST1867) FM 4474 3043427 12/01/11 NEMO (TST 6049) TAS 114 4a-CRL-LSWUS-001.A.R1 12/13/24
FM (TST1867) FM 4474 3043859 12/16/11 NEMO (TST 11294) TAS 114 2-CRL-18-002.04.18 05/15/18
FM (TST1867) FM 4474 3040260 02/27/12 NEMO (TST 11294) TAS 114 2a-CRL-19-LSWUS-01A 05/13/19
FM (TST1867) FM 4474 3043859 03/19/12 NEMO (TST 11294) TAS 114 2-CRL-18-002.10.18-2-R1 01/23/20
FM (TST1867) FM 4474 3039344 06/14/12 NEMO (TST 11294) TAS 114 2a-CRL-20-LSWUS-01.A 04/13/20
FM (TST1867) FM 4474 3047327 09/13/12 NEMO (TST 11294) TAS 114 2a-CRL-22-LSWUS-02.A 03/29/22
FM (TST1867) FM 4474 3040639 09/18/12 NEMO (TST 11294) TAS 114 2a-CRL-22-LSWUS-01.A 07/18/22
FM (TST1867) FM 4474 3040449 10/02/12 NEMO (TST11294) TAS 114 2a-CRL-23-LSWUS-01.A 04/12/23
FM (TST1867) Criticality 3047012 10/22/12 NEMO Traceability FBC PCL-USP 10/14/22
FM (TST1867) FM 4474 3042075 10/23/12 UL, LLC (QUA9625) QA Service Confirmation 03/14/25
FM (TST1867) FM 4474 3047218 11/20/12 UL, LLC. (QUA9625) QA Florida BCIS Current
4. PRODUCT DESCRIPTION:
4.1 This PEER covers Sure-Flex Roof Systems installed in accordance with Carlisle SynTec Systems published
installation instructions and the Limitations of Use herein.
4.1.1  For products listed as NEmo Certified, consult Directory of Certified Products for allowable production location(s).
TABLE 1: EVALUATED MIEEMBRANES
MATERIAL STANDARD
TYPE PRrRODUCT PLANT(S)
REFERENCE TYPE GRADE
Sure-Flex PVC 50, 60, 80-mil ASTM D4434 &IV N/A
Sure-Flex PVC FRS 60, 80-mil ASTM D4434 1l N/A
Sure-Flex KEE HP 50, 60, 80-mil ASTM D4434 1 N/A
RooOF COVER OR - .
Cap PLY Sure-Flex PVC FleeceBACK 60, 80-mil ASTM D4434 1 N/A Certified
Sure-Flex PVC FRS FleeceBACK 60, 80-mil ASTM D4434 1 N/A
Sure-Flex KEE HP FleeceBACK 60, 80-mil ASTM D4434 11l N/A
Sure-Flex FleeceBACK RL 60, 80-mil ASTM D4434 1 N/A
SureMB 90 Base ASTM D6163 | S
Bast PLY OR SureMB 90TG Base ASTM D6163 [ S
VAPOR BARRIER | SureMB 120TG Base ASTM D6163 | S TX
MEMBRANES SureMB 90 Poly Base ASTM D6164 [ S
SureMB 120 Poly Base ASTM D6164 | S

©ONEMO ETC, LLC
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2 For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

©ONEMO ETC, LLC PEER-CRL-002.B.R24
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ FL14165-R27 (HVHZ)
Sure-Flex Roof Systems Revision 24: 06/16/2026

BACK TO TOP Page 4 of 5


https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3

NEmoO | etc.e
6. INSTALLATION:

Sure-Flex Roof Systems shall be installed in accordance with Carlisle SynTec Systems published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. MANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL LLC — QUA9625; (360) 817-5512; bsai.inspections@ul.com

- THE 100-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 10
1s Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 11
1c Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 11
1p Wood New, Reroof (Tear-Off), Recover C-2 Induction Welded Roof Cover 15
1e Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 16
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 17
2B Steel or Structural Concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 19
2c Steel or Structural Concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 30
2D Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 31
2E Steel or Structural Concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 35
2F Steel New, Reroof (Tear-Off), Recover C-2 Induction Welded Roof Cover 49
26 Steel or Structural Concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 51
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 54
38 Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 67
3c Structural concrete New, Reroof (Tear-Off), Recover C-2 Induction Welded Roof Cover 68
3D Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 69
4A Deck with Lightweight concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 70

4B-1 Deck with Lightweight concrete New F LWC to Steel Deck, Bonded Bareback Roof Cover 76

4B-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Bonded Fleeceback Roof Cover 77

4c-1 Deck with Lightweight concrete New F LWC to Concrete Deck, Bonded Bareback Roof Cover 79
4c-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Bonded Fleeceback Roof Cover 79

4p Pre-Existent Lightweight concrete Reroof (Tear-Off) F LWC, Bonded Fleeceback Roof Cover 80

5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 81

58 Cementitious wood fiber New F Non-Insulated, Bonded Roof Cover 83

6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 84

6B Existing gypsum Reroof (Tear-Off) F None-Insulated, Bonded Roof Cover 87

7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 87

78 Various Recover A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 94

7c Steel Recover C-2 Induction Welded Roof Cover 95

70 Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 95

7E Various Recover F-1 Non-Insulated, Bonded Roof Cover 96

7F Various Recover F-2 New LWC over Existing Roof, Bonded Roof Cover 97

8A Proprietary Deck Type New A-la Bonded Temp Roof, Bonded Insulation, Bonded Roof Cover 99
9A/98 Guidance / Limitations for use of Hilti fasteners in Type B steel deck securement beneath Carlisle roof systems 100
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The following notes apply to the systems outlined herein:

1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.

» As-tested roof cover performance in accordance with FM 4474 and TAS 114, Appendix J indicates min. 22 ga., Type B, Grade 40 steel deck at max. 6 ft span attached with 5/8-inch diameter puddle welds
spaced 6” o.c., with deck side laps secured max. 24” o.c. w/ %”-14x1” long self-tapping hex-head screws, may be used for roof assemblies over steel deck up to a maximum design pressure of -60.0 psf. This
does not preclude Note 1 above.

» Tables 8A and 8B provide guidance / limitations associated with use of fasteners from Hilti, Inc. to secure steel decking to structural members

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fastener shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEcK TYPE By PARTS MINIMUM ENGAGEMENT
WooD Carlisle SynTec HP Fastener with Insulation Fastening Plate Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
STEEL Carlisle SynTec HP Fastener with Insulation Fastening Plate Minimum %-inch steel penetration and engage the top flute of the steel deck
iTORNUCCRT;’ZAL Carlisle SynTec HD 14-10 Fastener, CD-10 or HP Concrete Spike (1/4) with Insulation Fastening Plate :‘\;l:g:::nmla.rzlj;!lit:er;?(:J‘:rl:lEr;tédFiiss.ttealeii?r?tiill‘tefuglilhni pilot hole in accordance with the

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof
cover.

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck
listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to
address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through lightweight
insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design shall be in
compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5  Preliminary Insulation Attachment:

5A  Unless otherwise noted, use Approved roofing fasteners and plates; minimum two (2) parts per 4x4 ft board, minimum four (4) parts per 4x8 ft board or minimum six (6) parts per 4x12 ft board.

58  For systems where a vapor barrier is installed refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29. For 4x12-ft boards, increase preliminary attachment requirements proportionally relative to FM LPDS
1-29 requirements for 4x8-ft boards.

5c  For systems where no vapor barrier is installed, Carlisle InsulFast may be used in place of Carlisle HP Fastener for preliminary attachment purposes over wood and steel deck.

6  Unless otherwise noted, insulation adhesive application rates are as follows.
. Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
. When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
. The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
. Flexible FAST “FULL” or “SPLATTER” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are
required.
. Flexible FAST DT “FULL” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are required.

INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE
Flexible FAST full-coverage Flexible FAST (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST splatter-applied Flexible FAST (SPLATTER) Splatter-applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)
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INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE
Flexible FAST ribbon-applied Flexible FAST (RIBBON) Continuous ribbons, 12-inch o.c.
Flexible FAST Dual-Tank full-coverage Flexible FAST DT (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible FAST Dual-Tank ribbon-applied Flexible FAST DT (RIBBON) Continuous ribbons, 12-inch o.c.
Carlisle OlyBond 500 BA ribbon-applied OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LISTED PRODUCT FBCORNOA THICKNESS (IN)
Flexible FAST Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5
OB500 Any polyisocyanurate listed with adhesive herein Various 0.5 -187.5

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10 For assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational analysis
is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance.

12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on
its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-CRL-002.B.R24 for FL14165-R27 (HVHZ)
Certificate of Authorization #32455 Sure-Flex Roof Systems; (717) 245-7264 Revision 24: 06/16/2026

TOP OF APPENDIX Appendix 1, Page 3 of 100

®


https://floridabuilding.org/pr/pr_app_srch.aspx
https://www.miamidade.gov/building/pc-search_app.asp
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1
https://codes.iccsafe.org/content/FLTP2023P1

NEmoO| etc.

12A  Reference to “Existing asphalt built-up roof (BUR) with flood coat & gravel (loose gravel removed)” in
Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does not remain
embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel that remains
embedded in the asphalt flood coat remains.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 5). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the
minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and
Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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15 For bonded membrane applications, unless otherwise noted, refer to the following.

MEMBRANE / ADHESIVE COMBINATIONS

MEMBRANE ADHESIVE APPLICATION RATE
-Flex PV -Flex PVC FR -Fl
i:;eH Pex C, Sure-Flex PVC FRS or Sure-Flex Carlisle Low VOC PVC Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft?/gal) finish]
Sure-Flex PVC or Sure-Flex PVC FRS Carlisle Aqua Base 120 Bonding Adhesive Contact (both sides) 0.42 to 0.5 gal/square per surface [(0.83 to 1.0 gal/square (100 to 120 ft?/gal) finish]
Sure-Flex PVC or Sure-Flex PVC FRS HydroBond Water-Based PVC BA (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft?/gal)
CAV-GRIP PVC Adhesive Contact (both sides) 3.0 Ib/square per surface (~800 ft?/standard cylinder per finished surface)
CAV-GRIP PVC Adhesive is an acceptable alternate to Low VOC PVC Bonding Adhesive when used to fully adhere Sure-Flex PVC and Sure-Flex PVCS FRS to
Sure-Flex PVC or Sure-Flex PVC FRS

Note: | DensDeck Prime, EcoStorm VSH, Insulbase, SecurShield, SecurShield HD, SecurShield HD Plus, SecurShield HD Composite, SECUROCK Gypsum-Fiber Roof Board
or StormBase. CAV-GRIP PVC Adhesive is not for use with Detec Systems “TruGround Conductive Primer”.

Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS

. . . 2
FleeceBACK or Sure-Flex KEE HP FleeceBACK Carlisle Aqua Base 120 Bonding Adhesive Wet lay (substrate) 0.83 gal/square (120 ft?/gal)
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS , RISEQQEEqed 2 noted hereinor . . .
Flexible FAST Wet lay (substrate) FULL Coverage = 1 gal/square or continuous ribbons, maximum 4-inch o.c. or splatter-
FleeceBACK or Sure-Flex KEE HP FleeceBACK .
applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)
RIBBON spaced as noted herein or
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST Dual-Tank (DT) Wet lay (substrate) FULL Coverage = 1 gal/square; continuous ribbons, max. 4-inch o.c. or splatter-applied
FleeceBACK or Sure-Flex KEE HP FleeceBACK
at 0.4 gal/square (wet) = 3.7 Ib/square (dry)
Sure-Flex FleeceBACK RL VELCRO® Brand Securable Solutions Only for use over InsulBase RL or SecurShield HD RL substrates. Roof cover is broomed into place and rolled

with 150 Ib roller to establish contact.

15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.

15B  For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.
For assemblies using “TreadSafe” plates, the minimum insulation thickness shall be 2-inches.

15C  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP adhered in Carlisle Low VOC PVC Bonding Adhesive over InsulBase, SecurShield, SecurShield HD or SecurShield
HD Plus, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.

15D  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Flex KEE HP FleeceBACK adhered in Flexible FAST over InsulBase, SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG
“SECUROCK Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.

15E  For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.
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16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
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STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OPTION Da——— VAPOR BARRIER INSULATION ADHESIVE PER TABLE 3A OR 3B MDP
# TYPE APPLICATION (Notes 6,7 & 8) (psF)*
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-1. Primer or CAV-GRIP IIl LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) -157.5
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-2. Primer or CAV-GRIP Ill LYOC-AP VapAir Seal 725TR Self-adhering Flexible FAST DT (RIBBON) -172.5
702 Primer, 702 LV Primer, CAV-GRIP . . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible FAST
CVE3- | primer or CAV-GRIP Iil LVOC-AP VapAir Seal 725TR Self-adhering DT (RIBBON, 6-inch o.c.) 2700
CAV-GRIP Primer or CAV-GRIP Il . . Flexible FAST (FULL COVERAGE, 1 gal/square) or Flexible FAST
C-VB-4. LVOC-AP VapAir Seal 725TR Self-adhering (SPLATTER) 427.5
SureMB 90 Base, SureMB 90 Poly
-VB-5. | ASTM D41 ! Hot-asphal hal 251 -172.
C 5] S Base or SureMB 120 Poly Base ot-asphalt Hot asphalt at 25 Ibs/square 5
C-VB-6. | ASTM D41 SureMB 90TG or 120TG Base Torch-applied Hot asphalt at 25 Ibs/square -180.0
SureMB 90 Base, SureMB 90 Poly Carlisle SureMB MC Adhesive (C-MCA), 1-inch . .
C-VB-7. | None Base or SureMB 120 Poly Base tibbons, 12-inch o.c. Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) 180.0
cvB-s. | None SureMB 90 Base, SureMB 90 Poly Carlisle SureMB MC Adhesive (C-MCA), 1-inch Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible FAST 255.0
i Base or SureMB 120 Poly Base ribbons, 6-inch o.c. DT (RIBBON, 6-inch o.c.) )
C-VB-9. | ASTM D41 SureMB 90TG or 120TG Base Torch-applied Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -307.5
. Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible FAST
C-VB-10.| ASTM D41 SureMB 90TG or 120TG Base Torch-applied DT (RIBBON, 6-inch 0.c.) -495.0
CVB-1L. (g:;\/’st‘;:;r:e'” Adhesive/Primerat0.33 | ¢ .\1870 sA Base Ply Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) 1425
C-VB-12. CAV-GRIP Il Adhesive/Primer at 0.33 SureMB 70 SA Base Ply Self-adhering Flexible FAST (R'IBBON, 6-inch o.c. or SPLATTER) or Flexible FAST 255.0
gal/square DT (RIBBON, 6-inch o.c.)
16B  Tectum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
TECTUM PLANK DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 5A MDP
OPTION # PRIMER e
TYPE APPLICATION (NoTES 6,7 & 8) PSF
CAV-GRIP Il Adhesive/Pri t 0. Flexible FAST (FULL PLATTER Flexible FAST Dual-
CWF-VB-1. esive/Primer at 0.33 SureMB 70 SA Base Ply or VapAir Seal 725TR Self-adhering exiole ( ors ) or Flexible ua -350.0
gal/square Tank (FULL)
16c  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
EXISTING GYPSUM DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OPTION # PRIMER IVARORIBARRIER INSULATION ADHESIVE PER TABLE 6A MDP
TypE APPLICATION (Notes 6,788) (psF)*
GYP-VB-1. | CAV-GRIP Il Adhesive/Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -187.5
GYP-VB-2. | 702 Primer, 702 LV Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -247.5

16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, VapAir Seal 725TR or VapAir Seal MD may be installed atop the roof deck prior to installation of the insulation and roof cover. Referto FM Loss Prevention Data Sheet
1-29 for design and installation limitations.
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17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.
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INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.~—24-in.—- 6-in. - - 18-in. - 6-in. 6-in.~--18-in. - 6-in. 6-in. - - 18-in. - 6-in.
T i | i I ]
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sal; : 24-in {
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18-in. t 1
} 6-in 6-in.
1 ‘ N
12-in 6-in. ! '
1 i 6-in =12-in.~ 6-in.
1 per 4.0 ft? (4 per board) 1 per 3.2 ft? (5 per board) 1 per 2.7 ft? (6 per board) 1 per 2.0 ft? (8 per board)
6-in.f~—---18-in. - 6-in. 6-in.-—~~18-in. - 6-in. 6-in. - -~ 18-in. 1 6-in. 6-in. - =12-in.~ 6-in.
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{ 12-in. 12-in. 12-in
18-in i t |
| 24-in. 12-in. 12l-in. 12-in
18-in 1 12-in. lin.
i 12-in. | 12|m
. 12-in ! 6-in. 6-in.
6-in | 6-in. f T T i
i i - 18-in. -~ -6-in. =12-in.~—6-in.
1 per 1.8 ft2 (9 per board) 1 per 1.6 ft? (10 per board) 1 per 1.3 ft? (12 per board) 1 per 1.0 ft? (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS

12-in.~ - 24-in. - 6-in. = - -12-in.- 12-in. 4~ -112-in.- = Bhin. [—6-in.
' 12-if 12-in. 12'n 12-in. 126in
24-in. ‘ ‘ S ‘
. 24-in. 12;'” 24-in. 24-in
36-ir] 12-in |
. 24-in. 24-in
asvind 1 24-in. 24-in
36-in) 12-in. 24-in. 24-in
24-in. f
12-in. { b
24-in,| i i f 12-in. 12-in.
12-ir] 12-in. 12-in. : | d
! | | —24-in—— - 24-in
1 per 8.0 ft2 (4 per board) 1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft? (12 per board)
6-in.~—~18-in. - 6-in—-—12-in.|12-in.- - =6-in. 6-in.{-—i-18-in. -+ 6-in. 6-in. | 6-in. = -{12-in.~-
| I | i , | ‘ :
| -i -i 6-in. f i - 6-in.
12-in. E-in 6-in. in _ 6-in. 6in | 6
| l 18-in. | 124in 12-in.
18-in. 18-in. 18-in. | 18-in. : H
24-in. | + 12-in. { 12-in 12:in.
I ! ‘
18in. 24‘_ 1&in. f 18-in. 124in 12-in.
, in. | 18in | | :
24-in. 12-in. 1 12-in. | o 12lin 12-in 12-in.
: ‘ i S [ —
18-in. 24-in, 181in. 18;in 1sLn 12"'" | 12in.
280, \ f 12-in 12-in.
in l 12-in. { i fln
| 18-in. 184, 18-in. t 18, 124in 12:in.
12/in. 6-in. | 6-in. 18-in I 6-in. [ 6-in.
| T 6-in. T | 6-in. ! i
412-in.- - 24-in. i 24-in. ] ~—24-in. -12-in-~6-in.
1 per 2.0 ft2 (16 per board) 1 per 1.9 ft2 (17 per board) 1 per 1.8 ft? (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft? (32 per board)
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NEmoO| etc.

INSULATION ATTACHMENT PATTERNS —4x12 FT BOARDS

12-in.
@ @ ) T
24-in.
—24-in— ' 48-in. 24-in—
1 per 8.0 ft? 6 per board)
18 The following products are interchangeable within the scope of this PEER.
ACCEPTABLE ALTERNATES
SUB-CATEGORY By LISTED PRODUCT HEREIN ALTERNATE FBCORNOA

ADHESIVES Carlisle SynTec 0OB500 OMG OlyBond 500 Adhesive Fastener NOA 24-0422.18
InsulBase InsulBase NH, H-Shield, H-Shield NH
SecurShield SecurShield NH, H-Shield CG, H-Shield CG NH
. SecurShield HD SecurShield HD NH, H-Shield HD, H-Shield HD NH
Carlisle SynTec - = - - NOA 24-1021.04
ROOFING SecurShield HD Plus SecurShield HD Plus NH, H-Shield HD90, H-Shield HD90 NH
INSULATION SecurShield HD Composite H-Shield HD Composite

StormBase

H-Shield NB

Georgia-Pacific Gypsum, LLC

DensDeck Prime

DensDeck StormX Prime Roof Board

NOA 22-1223.04

National Gypsum

DEXcell FA Glass Mat Roof Board

DEXcell FA VSH Glass Mat Roof Board

NOA 25-0722.11

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design
wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

o B Base Insulation Layer Top Insulation Layer(s) i e
stem ec oof Cover
yNo. (Note 1) Type kastener Attach Type Attach (Note 15) (psf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
BAREBACK APPLICATIONS:
m;&::ésjr-i’:z:ng :\r/:;:l ;;ISZChH_ Carlisle Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
] ] ; ! InsulFast with 1 per . ) ) . ) or Flexible CAV-GRIP PVC Adhesive, HydroBond
W-1 fil:n:’h;f;: :]p;?lr;s%?d ::Ltzlfs,hield i Insulation 2 0fe Additional layer(s), min. 1.5-inch base insulation FAST DT WB or Low VOC PVC BA or Sure-Flex -60.0
o cg ! Shield CG Fastening Plate (RIBBON) KEE HP in Low VOC PVC BA
. . i . Insulation: (Optional) Additional layer(s), min. 1.5-inch
N:”\:\'/;:és:r-wz:dCDx :\::JI ée;llehH Carlisle base insulation Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
W-2 zIan- 2-ft spans; 8d Shield ’ InsulFast with 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible CAV-GRIP PVC Adhesive, HydroBond -60.0
ring s%ank nails ,6” SecurS,hieId or H- Insulation 2.0 ft2 Gypsum-Fiber Roof Board, min. 0.5-inch SecurShield HD, FAST DT WB or Low VOC PVC BA or Sure-Flex :
o.c ! Shield CG Fastening Plate SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch (RIBBON) KEE HP in Low VOC PVC BA
- SecurShield HD Composite or min. 2-inch StormBase
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch CDX Min. 2-inch . . . L. . . .
Ilr\:voc?égor :/:;o;: In;:IBalsr:ec H- Carlisle Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST | Sure-Flex PVC FleeceBACK, Sure-Flex
W-3 pIan' 2-ft spans: 8d Shield ! InsulFast with 1 per base insulation or Flexible PVC FRS FleeceBACK or Sure-Flex KEE 60.0
Ein slhank nZiIs ,6" SecurS,hieId or H- Insulation 2.0ft?> | Coverboard: Min. 0.5-inch SecurShield HD or SecurShield FAST DT HP FleeceBACK / Flexible FAST or '
o cg ! Shield CG Fastening Plate HD Plus (RIBBON) Flexible FAST DT (RIBBON, 6-inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX Min. 2-inch Carlisle Flexible FAST Sure-Flex PVC FleeceBACK, Sure-Flex
plywood or wood InsulBase, H- InsulFast with 1 per or Flexible PVC FRS FleeceBACK or Sure-Flex KEE
W-4. | plank; 2-ft spans; 8d Shield, Insulation 5 (’))ftz Additional layer(s), min. 1.5-inch base insulation FAST DT HP FleeceBACK / Flexible FAST or -60.0
ring shank nails, 6” SecurShield or H- Fastening Plate ' (RIBBON) Flexible FAST DT (FULL) or HydroBond
o.c. Shield CG 4 WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch CDX Min. 2-inch . L (. Pt ) ” yer(s), mi : . Sure-Flex PVC FleeceBACK, Sure-Flex
Carlisle base insulation Flexible FAST
plywood or wood InsulBase, H- h . . . . PVC FRS FleeceBACK or Sure-Flex KEE
. InsulFast with 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible .
W-5. | plank; 2-ft spans; 8d Shield, X > = ] X . HP FleeceBACK / Flexible FAST or -60.0
R . ” . Insulation 2.0 ft Gypsum-Fiber Roof Board, min. 0.5-inch SecurShield HD, FAST DT .
ring shank nails, 6 SecurShield or H- R i : X Flexible FAST DT (FULL) or HydroBond
. Fastening Plate SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch (RIBBON)
o.c. Shield CG X . X . WB
SecurShield HD Composite or min. 2-inch StormBase
SURE-FLEX FLEECEBACK RL APPLICATIONS:
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NEmoO| etc.
TABLE 1A: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck - erh o Roof Cover MDP
No. (Note 1) BRIy ttac ac (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8)
Min. 19/32-inch CDX Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST
plywood or wood InsulBase, H- InsulFast with 1 per base insulation or Flexible
W-6. lank; 2-ft spans; 8d Shield, X . . . . Sure-Flex FleeceBACK RL -60.0
p. p. ” . Insulation 2.0 ft? Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5- FAST DT
ring shank nails, 6 SecurShield or H- K .
oc Shield CG Fastening Plate inch InsulBase RL (RIBBON)

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck — : e MDP
No. (Note 1) astener Attac ac (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Bl CEDL
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
. ) ) ) Insulation: (Optional) Additional
Min. 19/32-inch Min. 2-inch Carlisle layer(s), min. 1.5-inch base . Sure-Flex PVC FleeceBACK, Sure-Flex
CDX plywood or InsulBase, H- i . . Flexible FAST or SureMB 90TG or
. InsulFast with 1 per insulation A PVC FRS FleeceBACK or Sure-Flex KEE HP
W-7. wood plank; 2-ft Shield, . 2 X . Flexible FAST DT 120TG/ torch- i . -60.0
. . Insulation 2.0ft Coverboard: Min. 0.5-inch R FleeceBACK / Flexible FAST or Flexible
spans; 8d ring SecurShield or H- . &y . . (RIBBON) applied )
K " ) Fastening Plate DensDeck Prime or SECUROCK FAST DT (RIBBON, 6-inch o.c.)
shank nails, 6” o.c. Shield CG .
Gypsum-Fiber Roof Board

TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

o el BT Top Insulation Layer o
ystem ase Insulation Layer
Deck (Note 1)
No. o (Note 3, Note 13) Type Fastener ——— Roof Cover (Note 15) (psf)
(Note 2, Note 11) (Note 17)
BAREBACK APPLICATIONS:
Min. 19/32-inch CDX plywood or | (Optional) One or more Min. 0.5-inch DensDeck Prime or | Carlisle InsulFast 1 per
W-8. wood plank; 24-inch span; 8d layers, any combination, min. 0.375-inch DensDeck with Insulation 4 (;)ftz Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0*
ring shank nails, 6-inch o.c. loose laid ProFast Prime Fastening Plate ’
Min. 19/32-inch CDX plywood or | (Optional) One or more Min. 0.5-inch SECUROCK Carlisle InsulFast 1per
W-9. wood plank; 24-inch span; 8d layers, any combination, Gypsum-Fiber Roof Board or with Insulation 4 Cfftz Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0*
ring shank nails, 6-inch o.c. loose laid EcoStorm VSH Fastening Plate '
©NEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-CRL-002.B.R24 for FL14165-R27 (HVHZ)
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

S E R Top Insulation Layer AR
ystem ase Insulation Layer
Deck (Note 1) Roof Note 15
No. i (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 2, Note 11) (Note 17)
Min. 0.5-inch DensDeck Prime,
Min. 19/32-inch CDX plywood or | (Optional) One or more SECUROCK Gypsum-Fiber Roof Carlisle InsulFast 1 per
W-10. wood plank; 24-inch span; 8d layers, any combination, Board or EcoStorm VSH or min. with Insulation 5 7pft2 Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0
ring shank nails, 6-inch o.c. loose laid 0.375-inch DensDeck ProFast Fastening Plate '
Prime
Min. 23/32-inch plywood; 24- . . .
W-11. | inch span; 8d ring shank nails, 6- | (OPtional) Oneormore | Min. 1.5-inch InsulBase, Note 2 LPEr | re-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0%
. layers SecurShield 2.0ft
inch o.c.
Min. 23/32-inch plywood; 24- Min. 1.0-inch InsulBase, Min. 0.25-inch DensDeck Prime 1 per
W-12. inch span; 8d ring shank nails, 6- | SecurShield, HP-N, HP-W, | or min. 0.375-inch DensDeck Note 2 P , | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0*
. . 2.0 ft
inch o.c. ENRGY 3 or ACFoam Il ProFast Prime
Min. 23/32-inch plywood; 24- . . .
W-13. | inch span; 8d ring shank nails, - | (OPtional) One ormore | Min. 1-inch InsulBase, Note 2 LPEr | re-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -45.0%
. layers SecurShield 1.6 ft
inch o.c.
Min. 19/32-inch CDX plywood or | (Optional) One or more x}?urzs-r:?;:{ Iﬁ:ﬁij’ggsme'd’ Carlisle InsulFast 1 per
W-14. wood plank; 2-ft spans; 8d ring layers, any combination, Y < with Insulation P , | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -60.0
. . . SecurShield HD Composite or H- X 2.0ft
shank nails, 6-inch o.c. loose laid ) . Fastening Plate
Shield HD Composite
Min. 0.5-inch DensDeck Prime,
Min. 19/32-inch CDX plywood or | (Optional) One or more SECUROCK Gypsum-Fiber Roof Carlisle InsulFast 1 per
W-15. wood plank; 24-inch span; 8d layers, any combination, Board or EcoStorm VSH or min. with Insulation P , | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -60.0
. . R . Y . 2.0 ft
ring shank nails, 6-inch o.c. loose laid 0.375-inch DensDeck ProFast Fastening Plate
Prime
Min. 0.5-inch DensDeck Prime,
Min. 19/32-inch CDX plywood or | (Optional) One or more SECUROCK Gypsum-Fiber Roof Carlisle InsulFast 1 per
W-16. wood plank; 24-inch span; 8d layers, any combination, Board or EcoStorm VSH or min. with Insulation P , | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC Adhesive -67.5
. ) - ) . . 1.8 ft
ring shank nails, 6-inch o.c. loose laid 0.375-inch DensDeck ProFast Fastening Plate
Prime
wir, | O saodor | Gatera oo s | i S5 e Dbk imecr [ oo ot |t er | sueenmvcorsueen S ow ORI Bhor | g
' plani; 27Tt span; & gors ary ! o ) 4.0ft> | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA ’
shank nails, 6-inch o.c. loose laid ProFast Prime Fastening Plate
Min. 19/32-inch CDX pl ti | Min. 0.5-inch SECUROCK Carlisle | IFast
in. 19/32-inc P ywo.od or | (Optional) One 0|" mc?re in. 0.5 |r?c SECURO a.ur sie nsu' as 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP in Low «
W-18. wood plank; 2-ft span; 8d ring layers, any combination, Gypsum-Fiber Roof Board or with Insulation 202 | vocpveea -45.0
shank nails, 6-inch o.c. loose laid EcoStorm VSH Fastening Plate ’
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

S E R Top Insulation Layer AR
ystem ase Insulation Layer
Deck (Note 1 Roof Note 15
No. (Note 1) (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 2, Note 11) (Note 17)
Min. 19/32—.|nch CDX ?Iywqod or | (Optional) One o.r mc?re M.m. 0.5—|n(fh DensDeck Prime or Ce‘\rllsle Insu.IFast 1 per Sure-Flex PVC or Sure-Flex PVC ERS in Low VOC PVC BA or
W-19. wood plank; 2-ft span; 8d ring layers, any combination, min. 0.375-inch DensDeck with Insulation 2.7t | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA -45.0
shank nails, 6-inch o.c. loose laid ProFast Prime Fastening Plate ’
Min. 19/32-inch CDX plywqod or | (Optional) One on.' m<?re Min. 0.5—|r.1ch SECUROCK Cz?rllsle Insu.IFast 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP in Low
W-20. wood plank; 2-ft span; 8d ring layers, any combination, Gypsum-Fiber Roof Board or with Insulation >7f2 | voc pve Ba -45.0
shank nails, 6-inch o.c. loose laid EcoStorm VSH Fastening Plate '
Min. 23/32-inch plywood; 2-ft ) Min. 1.5-inch InsulBase, .
. R . (Optional) One or more . 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or
21. ; 8d hank nails, 6-inch SecurShield, HP-N, HP-W, ENRGY | Note 2 X -45.0*
w-21 chan ring shank natls, &-inc layers 385:1\(:;53”1 I ote 2.0 ft? | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA >0
Min. 23/32-inch plywood; 2-ft Min. 1.0-inch InsulBase, 1 per
W-22. span; 8d ring shank nails, 6-inch SecurShield, HP-N, HP-W, | Min. 0.5-inch HP Recovery Board | Note 2 5 (;)ftl Sure-Flex PVC or Sure-Flex PVC FRS / Low VOC PVC BA -45.0*
o.c. ENRGY 3 or ACFoam Il ’
Min. 23/3.2—|nch plywo.od; 2.—ft Min. 1.0.—|nch InsulBase, Mln.'0.25—|nch. DensDeck Prime 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or
W-23. span; 8d ring shank nails, 6-inch SecurShield, HP-N, HP-W, | or min. 0.375-inch DensDeck Note 2 2 . -45.0*
oc ENRGY 3 or ACFoam Il ProFast Prime 2.0 ft HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA
Min. 23/32-inch plywood; 2-ft Min. 1.5-inch InsulBase Min. 0.25-inch DensDeck Prime
! ! 1 -Flex PVC -Flex PVC FRS / A 120 Wat
W-24. span; 8d ring shank nails, 6-inch SecurShield, HP-N, HP-W, | or min. 0.375-inch DensDeck Note 2 1 é)?trz sB:;Zd ;: or Sure-Flex S/ Aquabase 120 Water -45.0*
o.c. ENRGY 3 or ACFoam Il ProFast Prime '
Min. 23/32-inch plywood; 2-ft . Min. 1-inch InsulBase, .
. R . (Optional) One or more . 1 per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or
-25. ; hank nails, 6-inch hield, HP-N, HP-W, ENRGY 2 X -45.0%
W-25 Zp:n 8d ring shank nails, 6-inc layers ;eoc:]/:scgzadm I G Note 1.6 ft> | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA 450
Min. 19/32” (nominal 5/8) CDX | (Optional) One ormore |\ 6 4376 i pExcell Cement | C2iSIe InsulFast 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP in Low
W-26. plywood; 2-ft spans, 8d ring layers, any combination, with Insulation N -52.5
o ) Roof Board . 1.8 ft VOC PVC BA
shank nails, 6” o.c. loose laid Fastening Plate
. . . Min. 2-inch InsulBase, H-Shield, .
W27 v'\cg; dlgé 3nzk'_'nzc_?tiD:nZ',y:;°3: or fgztr'snaar? 22;‘;:;23;‘ SecurShield, H-Shield CG, Sv?tr:ﬁ':s:‘lzltﬁfft 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or 600
' plank; 21t spans; & vers, any ! SecurShield HD Composite or H- ) 2.0ft2 | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA ’
shank nails, 6-inch o.c. loose laid ) . Fastening Plate
Shield HD Composite
Min. 19/32-.|nch CDX r.JIywo.od or | (Optional) One on.' mc?re M.ln. 0.5-|nc.h DensDeck Prime or Cz?rllsle Insu.IFast 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or
W-28. wood plank; 2-ft span; 8d ring layers, any combination, min. 0.375-inch DensDeck with Insulation 2.0t | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA -60.0
shank nails, 6-inch o.c. loose laid ProFast Prime Fastening Plate '
Min. 19/32-inch CDX plywo.od or | (Optional) One 0|" mc?re Min. 0.5—|r?ch SECUROCK Ca.urllsle Insu.IFast 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP in Low
W-29. wood plank; 2-ft span; 8d ring layers, any combination, Gypsum-Fiber Roof Board or with Insulation 20f | VOCPVC BA -60.0
shank nails, 6-inch o.c. loose laid EcoStorm VSH Fastening Plate ’
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

S E R Top Insulation Layer AR
ystem ase Insulation Layer
Deck (Note 1) Roof Note 15
No. i (Note 3, Note 13) Type Fastener Attach oof Cover (Note 15) (psf)
(Note 2, Note 11) (Note 17)
Min. 19/32—.|nch CDX ?Iywqod or | (Optional) One o.r mc?re M.m. O.S—In(fh DensDeck Prime or Ce‘\rllsle Insu.IFast 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC BA or
W-30 wood plank; 2-ft span; 8d ring layers, any combination, min. 0.375-inch DensDeck with Insulation 1.8 | HydroBond WB or Sure-Flex KEE HP in Low VOC PVC BA -67.5
shank nails, 6-inch o.c. loose laid ProFast Prime Fastening Plate ’
Min. 19/32-inch CDX plywo.od or | (Optional) One on.' m<?re Min. 0.5—|r.1ch SECUROCK Cz?rllsle Insu.IFast 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP in Low
W-31 wood plank; 2-ft span; 8d ring layers, any combination, Gypsum-Fiber Roof Board or with Insulation 18f2 | voc PVCBA -67.5
shank nails, 6-inch o.c. loose laid EcoStorm VSH Fastening Plate '
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
(Optional) One or more Min. 1.5-inch InsulBase 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-32 Min. 23/32-inch plywood Ia er SeCL;rS-hieId ! Note 2 ) C?ftz Sure-Flex KEE HP FleeceBACK / Flexible FAST (FULL), Flexible -45.0*
v ' FAST DT (FULL) or HydroBond WB
(Optional) One or more Min. 1-inch InsulBase 1 er Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-33 Min. 23/32-inch plywood Ia pers SeCL;rShieId ! Note 2 1 prtz Sure-Flex KEE HP FleeceBACK / Flexible FAST (FULL), Flexible -45.0*
¥ : FAST DT (FULL) or HydroBond WB
Min. 1.0-inch InsulBase, Min. 0.25-inch DensDeck Prime 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-34, Min. 23/32-inch plywood SecurShield, HP-N, HP-W, | or min. 0.375-inch DensDeck Note 2 2 C?ftz Sure-Flex KEE HP FleeceBACK / Flexible FAST (FULL), Flexible -45.0*
ENRGY 3 or ACFoam Il ProFast Prime ' FAST DT (FULL) or HydroBond WB
Min. 19/32-inch CDX plywood or | (Optional) One or more Min. 0.5-inch DensDeck Prime or | Carlisle InsulFast 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-35 wood plank; 2-ft span; 8d ring layers, any combination, SECUROCK Gypsum-Fiber Roof with Insulation 4 (?ftz Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -45.0*
shank nails, 6-inch o.c. loose laid Board Fastening Plate ' (FULL) or HydroBond WB
Min. 23/32-inch plywood; 2-ft (Optional) One or more . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
Min 0.5-inch SECUROCK G - 1
W-36 span; 8d ring shank nails, 6-inch layers, any combination, Fikl:sr Ro!)r;cBoard ypsum Note 2 3 prtrz Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -45.0*
o.c. loose laid ' (FULL) or HydroBond WB
Min. 0.5-inch DensDeck Pri
Min. 19/32-inch CDX plywood or | (Optional) One or more SEICnURoclch SS:n—(;icberrFl{:(Sfor Carlisle InsulFast 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-37 wood plank; 2-ft span; 8d ring layers, any combination, Board or minyF()) 375-inch with Insulation 2 7pft2 Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -45.0
shank nails, 6-inch o.c. loose laid > . Fastening Plate ' (FULL) or HydroBond WB
DensDeck ProFast Prime
Min. 19/32” (nominal 5/8”) CDX | (Optional) One or more ) . Carlisle InsulFast Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
. 0. - DE 1
W-38. plywood; 2-ft spans, 8d ring layers, any combination, a/lolzf (;::;5 inch DEXcell Cement with Insulation 1 Spftrz Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -52.5
shank nails, 6” o.c. loose laid Fastening Plate : (FULL)
Min. 19/32-inch CDX plywood or | (Optional) One or more gﬂe:]urzs-r:?eclz I:f_:ﬁ?j’ckgsmeld’ Carlisle InsulFast 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-39. wood plank; 2-ft spans; 8d ring layers, any combination, SecurShieId,HD Com osi;e or H- with Insulation 5 (?ftz Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -60.0
shank nails, 6-inch o.c. loose laid Shield HD Compositep Fastening Plate ' (FULL) or HydroBond WB
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

S_— E R Top Insulation Layer e
ystem ase Insulation Layer
Deck (Note 1) Roof (Note 15)
No. i (Note 3, Note 13) Type Fastener Attach oof Cover (Note (psf)
(Note 2, Note 11) (Note 17)
. . . Min. 0.5-inch DensDeck Prime or .
Min. 19/32-inch CDX plywood or | (Optional) One or more SECUROCK Gvpsum-Fiber Roof Carlisle InsulFast Aoy Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-40. wood plank; 2-ft span; 8d ring layers, any combination, . vp R with Insulation P , | Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -60.0
. . . Board or min. 0.375-inch R 2.0 ft
shank nails, 6-inch o.c. loose laid ) Fastening Plate (FULL) or HydroBond WB
DensDeck ProFast Prime
Min. 19/32-inch CDX plywood or | (Optional) One or more Zlglgugcs)gzc(? D:S;D_;C;etrg:;or Carlisle InsulFast 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-41. wood plank; 2-ft span; 8d ring layers, any combination, . P R with Insulation P , | Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -67.5
. . A Board or min. 0.375-inch R 1.8 ft
shank nails, 6-inch o.c. loose laid . Fastening Plate (FULL) or HydroBond WB
DensDeck ProFast Prime
Min. 19/32-inch CDX plywood or | (Optional) One or more Min. 0.5-inch SECUROCK Carlisle InsulFast 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or
W-42. wood plank at max. 2-ft span; 8d | layers, any combination, G .su;T1—Fiber Roof Board with Insulation 5 (?ftz Sure-Flex KEE HP FleeceBACK / Flexible FAST or Flexible FAST DT | -75.0
ring shank nails, 6-inch o.c. loose laid P Fastening Plate ’ (FULL) or HydroBond WB

TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

PE C-2: INDUCTION WELDED ROOF COVER

System i Attachment
i Deck (Note 1) Insulation Layer(s) - Roof Cover (Note 15B) MDP (psf)
No. (Note 3, Note 13) Fastener (Note 11) | Density / Pattern
RHINOBOND SYSTEMS:
(Optional) One or more HP-X Fastener or Dekfast DF-#15-PH3 1 per 5.3 ft2 Sure-Flex PVC or Sure-Flex KEE HP
W-43. Min. 19/32-inch plywood; 2-ft span layers, any thickness or with RhinoBond Plate-PVC or RhinoBond per>. induction welded with RhinoBond -45.0%*
S (6 parts per 4 x 8 ft board) . .
combination Treadsafe Plate-PVC tool per manufacturer’s instructions
(Optional) One or more HP-X Fastener or Dekfast DF-#15-PH3 1 per 4.0 ft2 Sure-Flex PVC or Sure-Flex KEE HP
W-44. Min. 19/32-inch plywood; 2-ft span layers, any thickness or with RhinoBond Plate-PVC or RhinoBond - induction welded with RhinoBond -45.0%
.- (2 x 2 ft grid pattern) ;o .
combination Treadsafe Plate-PVC tool per manufacturer’s instructions
Min. 19/32-inch (for new construction) or min. (Optional) One or more HP-X Fastener or Dekfast DF-#15-PH3 1 per 2.7 ft? Sure-Flex PVC or Sure-Flex KEE HP
W-45. 15/32-inch (for re-roof or recover) plywood; 2-ft layers, any thickness or with RhinoBond Plate-PVC or RhinoBond (12 parts per 4 x 8 ft induction welded with RhinoBond -45.0
span; 8d ring shank nails 6-inch o.c. combination Treadsafe Plate-PVC board) tool per manufacturer’s instructions
Min. 19/32-inch (for new construction) or min. (Optional) One or more HP-X Fastener or Dekfast DF-#15-PH3 Max. 6” o.c. in rows Sure-Flex PVC or Sure-Flex KEE HP
W-46. 15/32-inch (for re-roof or recover) plywood; 2-ft layers, any thickness or with RhinoBond Plate-PVC or RhinoBond ’ oy induction welded with RhinoBond -60.0
R . . .Y max. 60” o.c. ) .
span; 8d ring shank nails 6-inch o.c. combination Treadsafe Plate-PVC tool per manufacturer’s instructions
. . . (Optional) One or more HP-X Fastener or Dekfast DF-#15-PH3 1 per 2.7 ft2 Sure-Flex PVC or Sure-Flex KEE HP
Min. 19/32-inch pl ; 2-f ; hank
W-47. |.n 9./3 inch plywood; 2-ft span; 8d ring shan layers, any thickness or with RhinoBond Plate-PVC or RhinoBond (12 parts per 4 x 8 ft induction welded with RhinoBond -67.5
nails 6-inch o.c. Lo e .
combination Treadsafe Plate-PVC board) tool per manufacturer’s instructions
ISOWELD INDUCTION WELDING SYSTEM:
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NEmoO| etc.
TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer(s Attachment
o Deck (Note 1) ver(s) - Roof Cover (Note 15B) MDP (psf)
No. (Note 3, Note 13) Fastener (Note 11) Density / Pattern
re-Flex PVC or Sure-Flex KEE HP
. . (Optional) One or more Dekfast DF-#15-PH3 with Carlisle isoweld 2 .Su N .e co Su.e N .
Min. 19/32-inch plywood or wood plank; 2-ft L . 1 per6 ft induction welded with SFS isoweld
W-48. . . . layers, any combination, | PVC Plate or SFS isoweld F1-P-6.8-PVC ) , -45.0
span; 8d ring shank nails, 6-inch o.c. : (2 x 3 ft grid pattern) 3000 tool per manufacturer’s
loose laid Plate X )
instructions
. . (Optional) One or more Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 2.7 ft2 §ure F!ex PVCor Sure Flex KEE HP
Min. 15/32-inch plywood or wood plank; 2-ft I R induction welded with SFS isoweld
W-49. . . . layers, any combination, | PVC Plate or SFS isoweld F1-P-6.8-PVC (12 parts per 4x8 ft , -45.0
span; 8d ring shank nails, 6-inch o.c. X 3000 tool per manufacturer’s
loose laid Plate board) . .
instructions
. . (Optional) One or more Dekfast DF-#15-PH3 with Carlisle isoweld . . .Sure F!ex PVCor S”Te Flex ?(EE HP
Min. 15/32-inch plywood or wood plank; 2-ft L . 6-inch o.c. in rows 60- induction welded with SFS isoweld
W-50. . : . layers, any combination, | PVC Plate or SFS isoweld F1-P-6.8-PVC . ]} -60.0
span; 8d ring shank nails, 6-inch o.c. K inch o.c. 3000 tool per manufacturer’s
loose laid Plate . )
instructions
. . (Optional) One or more Dekfast DF-#15-PH3 with Carlisle isoweld 1 per 2.7 ft? .Sure F!ex PVC or S”fe Flex KEE HP
Min. 19/32-inch plywood or wood plank; 2-ft I . induction welded with SFS isoweld
W-51. - ) - layers, any combination, | PVC Plate or SFS isoweld F1-P-6.8-PVC (12 parts per 4x8 ft , -67.5
span; 8d ring shank nails, 6-inch o.c. K 3000 tool per manufacturer’s
loose laid Plate board) instructions

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer
S (Note 3, Note 13) Roof Cover MDP
VB Deck (Note 1) SOtE S IN0e
No. s Attach P PR Fastener Spacing | Lap Width | Lap Spacing Seam Weld | (psf)
P (Note 5) (inch o.c.) (inch) (inch o.c.) (inch)
Sure-Flex PVC, Sure-Flex HP-X
Min. 19/32-inch APA rated CDX plywood at max. 24-inc One Gggtore prelim PVC FleeceBACK, Sure- Fastener
W-52. A ated LA Rl : layers, any ’ e 6 5.5 114.5 1.5 -45.0
span; 8d ring shank nails, 6” o.c. combination attach Flex KEE HP or Sure-Flex with Piranha
KEE HP FleeceBACK Plate
Min. 23/32-inch plywood or wood plank at max. 2-ft span Sure-Flex PVC, Sure-Flex HP-X
attached using Trufast Spax 8x1-%, Spax 8x2, Spax 10x1%, One or more . ’ _
W-53. Spax 10x2 fasteners or OMG Fasten-Master GuardDog 1- layers, any prellr::. EIVC E::(I:_IePBACg' SUI: Fa.sae:'er h 6 5.5 75.5 15 -52.5
5/8in. or 2 in. screws spaced 6-inch o.c. in the field and combination attac ex or sure-Flex with Piranha
spaced 3-inch o.c. at the panel ends. KEE HP FleeceBACK Plate
Min. 19/32-inch plywood or wood plank at max. 2-ft span One or more Sure-Flex PVC, Sure-Flex HP-X
W-54 attached using 8d ring shank nails spaced 6-inch o.c. in the lavers. an prelim. PVC FleeceBACK, Sure- Fastener 6 55 755 15 -60.0
. field and #10 ring shank nails spaced 4-inch o.c. at the \ b'l y attach Flex KEE HP or Sure-Flex with Piranha '
perimeter combination KEE HP FleeceBACK Plate
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NEmoO| etc.
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System ) MDP
No Deck (Note 1) | Vapor Barrier o Attach o Attach N Anolicati T )+
’ ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
BAREBACK APPLICATIONS:
Min. 22 ga., . . (Optional) Additional layer(s) base insulation, .
type B, Grade 33| (OPtional Min. 1.5-inch InsulBase, Flexible FAST or min. 0.25-inch DensDeck Prime or SECUROCK | | XiPle FAST
VapAir Seal . Flexible FAST DT . . ) or Flexible Sure-Flex PVC or Sure- CAV-GRIP PVC
SC-1. steel; 6 ft span, MD. self- SecurShield and/or (RIBBON, 6-inch o.c Gypsum-Fiber Roof Board, min. 0.5-inch FAST DT Flex PVC FRS Adhesive -82.5
#12 HWH Teks adh’erin SecurShield HD Composite @ ever ,deck flan. é) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON)
5,6” o.c. g Y g VSH or min. 2-inch SecurShield HD Composite
LV“Z' ézg:::je 33 Flexible FAST or
sc2 s\t/epel- (,Sft soan. | None Min. 1.5-inch InsulBase, Flexible FAST DT None N/A Sure-Flex PVC or Sure- CAV-GRIP PVC 105.0
: ! pan, SecurShield (RIBBON, 6-inch o.c. Flex PVC FRS Adhesive '
#12 HWH Teks @ every deck flange)
5,6” o.c. Y g
Min. 22 ga. . . .
¢ |r; B éraa:je 33 (Optional) Flexible FAST or Flexible FAST
sc.3 SZSeI' (’Sft <pan VapAir Seal Min. 1.5-inch InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation or Flexible Sure-Flex PVC or Sure- HydroBond €75
’ ! pan, MD, self- SecurShield (RIBBON, 6-inch o.c. P ¥ FAST DT Flex PVC FRS WB ’
#12 HWH Teks )
" adhering @ every deck flange) (RIBBON)
5,6” o.c.
Min. 22 ga., . . (Optional) Additional layer(s) base insulation, .
type B, Grade 33 (Optlgnal) Min. 2-inch SecurShield Flex!ble i min. 0.25-inch DensDeck Prime or SECUROCK FIeX|bI§ FAST
VapAir Seal X Flexible FAST DT . . . or Flexible Sure-Flex PVC or Sure- HydroBond
SC-4. steel; 6 ft span, and/or SecurShield HD R Gypsum-Fiber Roof Board, min. 0.5-inch -82.5
MD, self- R (RIBBON, 6-inch o.c. X . FAST DT Flex PVC FRS WB
#12 HWH Teks adherin Composite @ every deck flange) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON)
5,6” o.c. g ¥ g VSH or min. 2-inch SecurShield HD Composite
Additional Insulation Layer(s): (Optional) Min.
in. . 1.5-inch base insulati
LV“Z éngraa:je 33 (Optional) Flexible FAST or c mcb ads.el\l/:suoazlc;h h DensDeck Pri Flexible FAST
SC.5 s\tI::el' éft span VapAir Seal Min. 1.5-inch InsulBase, Flexible FAST DT %&5 n: .F'I;mcR ir:; EZ rilmgosr or Flexible Sure-Flex PVC or Sure- HydroBond 825
: FOTESPAN, | b, self- SecurShield (RIBBON, 6-inch o.c. |- ypsum-Fiber Root Board, min. 9.5 gy pr Flex PVC FRS W8 :
#12 HWH Teks ) inch SecurShield HD, SecurShield HD Plus or
" adhering @ every deck flange) ; . ] (RIBBON)
5,6” o.c. EcoStorm VSH or min. 2-inch SecurShield HD
Composite
lv'":e' éng;;je 33 (Optional) Flexible FAST or Flexible FAST
sC-6 szepel' éft span VapAir Seal (Optional) Min. 1.5-inch Flexible FAST DT Min. 2-inch StormBase (plywood top) or Flexible Sure-Flex PVC or Sure- HydroBond 825
: 2 OTLSPAN, 1k el InsulBase, SecurShield (RIBBON, 6-inch o.c. : Pl P FAST DT Flex PVC FRS WB .
#12 HWH Teks .
5 6" oc adhering @ every deck flange) (RIBBON)
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NEmoO| etc.
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

E— Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) .
VNo Deck (Note 1) | Vapor Barrier - Attach - Attach Memb Aoolicati [s_f )+
’ ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
Min. 22 ga., . ) (Optional) Additional layer(s) base insulation, )
type B, Grade 33 (Opt|<.)nal) Min. 1.5-inch InsulBase, Flex!ble FAST or min. 0.25-inch DensDeck Prime or SECUROCK FIeXIbI? &\ Sure-Flex PVC, Sure-Flex
VapAir Seal . Flexible FAST DT . . ) or Flexible Low VOC PVC
SC-7. steel; 6 ft span, MD. self- SecurShield and/or (RIBBON, 6-inch o.c Gypsum-Fiber Roof Board, min. 0.5-inch FAST DT PVC FRS or Sure-Flex KEE BA -82.5
#12 HWH Teks adh’erin SecurShield HD Composite @ ever ,deck flan. é) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) HP
5,6” o.c. g Y g VSH or min. 2-inch SecurShield HD Composite
Min. 22 ga. . . \
’ (Optional) Flexible FAST or Flexible FAST
SC-8 ZZSSIFéftrjdsn% VapAir Seal (Optional) Min. 1.5-inch Flexible FAST DT Min. 2-inch StormBase (plywood top) or Flexible f’;?;i?;l:\gﬁ’rzu;lifll(e& Low VOC PVC 82.5
: 2 OTLSPAN, |k colf InsulBase, SecurShield (RIBBON, 6-inch o.c. : Pl P FAST DT BA :
#12 HWH Teks X HP
" adhering @ every deck flange) (RIBBON)
5,6” o.c.
Min. 22 ga., .
Flexible FAST or
type B, Grade 33 . . . Sure-Flex PVC, Sure-Flex
Min. 1.5-inch | B FI le FAST DT Low VOC PVC
SC-9. steel; 6 ft span, | None n . Inch Insufbase, exible S‘ None N/A PVC FRS or Sure-Flex KEE ow -105.0
SecurShield (RIBBON, 6-inch o.c. BA
#12 HWH Teks @ every deck flange) HP
5,6” o.c. ¥ g
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
Min. 22 ga., . . (Optional) Additional layer(s) base insulation, ) Sure-Flex PVC
type B, Grade 33 i/c;ptAKi)rnSanI Min. 1.5-inch InsulBase, E:Zz:g:: Eﬁg (I;fl' min. 0.25-inch DensDeck Prime or SECUROCK zlf:;::b'rﬂ FleeceBACK, Sure-Flex Flexible FAST
SC-10. steel; 6 ft span, Mls self- SecurShield and/or (RIBBON, 6-inch o.c Gypsum-Fiber Roof Board or min. 0.5-inch FAST DT PVC FRS FleeceBACK or | or Flexible -82.5
#12 HWH Teks adh’erin SecurShield HD Composite @ ever 'deck flan. e.) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) Sure-Flex KEE HP FAST DT (FULL)
5,6”o.c. & y 8¢ | vsH FleeceBACK
Min. 22 ga., . . . Sure-Flex PVC
type B, Grade 33 (Optlf)nal) . . . Flex!ble BART o FleXIbI? FAST FleeceBACK, Sure-Flex Flexible FAST
VapAir Seal (Optional) Min. 1.5-inch Flexible FAST DT . . or Flexible X
SC-11. steel; 6 ft span, ; R Min. 2-inch StormBase (plywood top) PVC FRS FleeceBACK or | or Flexible -82.5
MD, self- InsulBase, SecurShield (RIBBON, 6-inch o.c. FAST DT
#12HWH Teks | _ @ every deck flange) (RIBBON) Sure-Flex KEE HP FAST DT (FULL)
5,6” o.c. g ¥ g FleeceBACK
Min. 22 ga. . Sure-Flex PVC
! Fl le FAST
type B, Grade 33 Min. 1.5-inch InsulBase FIE;EI: FA:T ng FleeceBACK, Sure-Flex Flexible FAST
SC-12. steel; 6 ft span, | None SeCL;rS.hieId ! (RIBBON, 6-inch o.c None N/A PVC FRS FleeceBACK or | or Flexible -105.0
#12 HWH Teks @ ever ,deck flan. e) Sure-Flex KEE HP FAST DT (FULL)
5,6” o.c. ¥ g FleeceBACK
ISURE-FLEX FLEECEBACK RL APPLICATIONS:
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NEmoO| etc.

TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

System Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) T
yNo Deck (Note 1) | Vapor Barrier T Attach T Attach Memb. Applicati (_lgsf )*
’ ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
Min. 22 ga., (Optional) Flexible FAST or
type B, Grade 331 | it ceal Flexible FAST DT
SC-13. steel; 6 ft span, P Min. 1.5-inch InsulBase RL R None N/A Sure-Flex FleeceBACK RL -82.5
MD, self- (RIBBON, 6-inch o.c.
#12 HWH Teks adherin @ every deck flange)
5, 6” o.c. g y g
Min. 22 ga., . . . . - .
(Optional) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST
type B, Grade 33 K . . X . X
sc-14 steel: 6 ft span VapAir Seal Min. 1.5-inch InsulBase, Flexible FAST DT insulation or Flexible Sure-Flex FleeceBACK RL 825
’ ! pan, MD, self- SecurShield (RIBBON, 6-inch o.c. | Coverboard: Min. 0.5-inch SecurShield HD RLor | FAST DT ’
#12 HWH Teks ) X .
5 6 oc adhering @ every deck flange) | min. 1.5-inch InsulBase RL (RIBBON)
Min. 22 ga., .
type B, Grade 33 Min. 1.5-inch InsulBase E:Zz:z:z :2221 (I;fl' Flexible FAST
SC-15. steel; 6 ft span, | None Sea;rS.hieId ! (RIBBON, 6-inch o.c Min. 0.5-inch SecurShield HD RL or Flexible Sure-Flex FleeceBACK RL -105.0
#12 HWH Teks ! y FAST DT (FULL)
5 6 o @ every deck flange)

TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System MDP
Deck (Note 1) Fastener Attach Attach Roof Cover (Note 15)
No. Type Type (psf)
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
BAREBACK APPLICATIONS:
Min. 22 ga., type B, Grade 33 . . Flexible FAST or
SC-16. steel or min. 2,500 psi Min. 1'5, inch InsulBase, Note 2 ! perz3.2 Min. 1.0-inch base insulation Flexible FAST DT Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP -45.0*
SecurShield ft PVC Adhesive
structural concrete (RIBBON)
Min. 22 ga., type B, Grade 33 . . Flexible FAST or
SC-17. | steel or min. 2,500 psi Min. 2.0-inch InsulBase,  \ . ., 1perd.01 \tin. 1.0-inch base insulation Flexible FASTDT | Sure-Flex PVCor Sure-Flex PVC FRS / CAV-GRIP | .
SecurShield ft PVC Adhesive
structural concrete (RIBBON)
Min. 22 ¢ B. Grade 33 Insulation: (Optional) Additional Flexible FAST
n. ga.,, YPe B, .ra € Min. 1.5-inch InsulBase, 1 per 3.2 | layer(s) base insulation ex! € or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-18. steel or min. 2,500 psi ; Note 2 ) ) . Flexible FAST DT . -45.0*
SecurShield ft Coverboard: Min. 0.25-inch PVC Adhesive
structural concrete — (RIBBON)
DensDeck Prime
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO| etc.

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

E— Base Insulation Layer Top Insulation Layer(s) .
Y
. Deck (Note 1) S Fastener Attach S Attach Roof Cover (Note 15) (psf)
’ yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
. Insulation: (Optional) Additional .
Min. 22 ga.., type B, Grade 33 Min. 2.0-inch InsulBase, 1 per 4.0 | layer(s) base insulation Flex!ble RIS Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-19. steel or min. 2,500 psi R Note 2 ) X . Flexible FAST DT . -45.0%*
SecurShield ft Coverboard: Min. 0.25-inch PVC Adhesive
structural concrete " (RIBBON)
DensDeck Prime
Min. 22 ga., type B, Grade 33 Insulation: (Optional) Additional Flexible FAST or
in. . h )
5 " ype B, . Min. 1.5-inch InsulBase, 1 per 2.7 | layer(s) base insulation . Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-20. steel or min. 2,500 psi . Note 2 ) i . Flexible FAST DT . -45.0*
SecurShield ft Coverboard: Min. 0.25-inch DEXcell PVC Adhesive
structural concrete — (RIBBON)
FA Glass Mat Roof Board
Min. 22 ga., type B, Grade 33 | Min. 0.5-inch DensDeck 1 per 2.0| Min. 2.0-inch Insulfoam HD Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-21. steel or min. 2,500 psi followed by min. 2.0- Note 2 > . . . -45.0*
structural concrete inch Insulfoam VIl ft Composite (RIBBON, 6-inch o.c.)) PVC Adhesive
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or
$C-22 steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 | layer(s) base insulation Flexible FAST DT Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 45.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 1-inch InsulBase, (RIBBON) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
2,500 psi structural concrete Concrete: Note 2 SecurShield
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or
sc-23 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 2.0 | layer(s) base insulation Flexible FAST DT Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 525
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 Coverboard: Min. 0.5-inch InsulBase, (RIBBON, 6-inch o.c.) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
2,500 psi structural concrete Concrete: Note 2 SecurShield ! -
Insulation: (Optional) Additional
layer(s) base insulation
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Cc\:veib)oard' Min. 0.5-inch DensDeck | Flexible EAST or
sc-2a steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 P_—SECU'RO(]'( G Fib Flexible FAST DT Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 60.0
) Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 rme, ypsum-riber RIBBON (min. 60-mil) / CAV-GRIP PVC Adhesive ’
2,500 psi structural concrete Concrete: Note 2 Roof Board, Securshield HD, ( )
SecurShield HD Plus or EcoStorm
VSH
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast ms(e ir:\sulatiz')n Elexible FAST or
SC25 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl.8 c board: Min. 0.5-inch Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP 60.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 M' in. £ —|n§ . PVC Adhesive :
2,500 psi structural concrete Concrete: Note 2 SecurShield HD, SecurShield HD Plus | (RIBBON, 6-inch o.c.)
’ or EcoStorm VSH

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sure-Flex Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-002.B.R24 for FL14165-R27 (HVHZ)
Revision 24: 06/16/2026
Appendix 1, Page 20 of 100



TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Insulation: (Optional) Additional
. layer(s) base insulation
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast e . q
scgp. | steel; 6 ftspan; #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl6 %R“g&?"mh DF‘?SSDGC" E::ﬁ:g:: Eﬁg ng Sure-Flex PVC (min. 60-mil) or Sure-Flex PVCFRS|
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? er:ceB’ 4. ShYpISduLnIZ-) fer (RIBBON, 6-inch 0.¢.) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
2,500 psi structural concrete Concrete: Note 2 00 o?r » SECUrshie ! ! o
SecurShield HD Plus or EcoStorm
VSH
Min. 22 ga., type B, Grade 33 .
Flexible FAST or
SC-27. steel; & fzspan, #12_ HWH Min. 1.5-inch InsulBase | Note 2 ! per21.6 Min. 1.0-inch base insulation Flexible FAST DT Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP -67.5
Teks 5, 6” o.c. or min. 2,500 ft . PVC Adhesive
R (RIBBON, 6-inch o.c.)
psi structural concrete
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or
sc-28 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 1.6 | layer(s) base insulation Flexible FAST DT Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 75.0
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, (RIBBON, 6-inch o.c.) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
2,500 psi structural concrete Concrete: Note 2 SecurShield ! -
Min. 22 ga., type B, Grade 33 | ” | Insulation: (Optional) Additional
Steel: Carlisle InsulFast : . .
12 layer(s) base insulation FI le FAST
steel, 6 f'f’span, # .HWH Min. 1.5-inch InsulBase,| with Insulation 1perl.3 ver(s) \ . ex!b eFAST or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-29. Teks 5, 6” o.c. or min. 2,500 ; : ) Coverboard: Min. 0.5-inch Flexible FAST DT ) -82.5
. _ | SecurShield Fastening Plate ft . S - ) PVC Adhesive
psi structural concrete or min. Concrete: Note 2 SecurShield HD, SecurShield HD Plus | (RIBBON, 4-inch o.c.)
2,500 psi structural concrete or EcoStorm VSH
Min. 22 ga., type B, Grade 33 . . -
Steel: Carlisle InsulEast Insulation: (Optional) Additional .
I; 6 ft ; 2) #12 K . FI le FAST
$C-30 ls-lt\j\fl-; '?ekssgi:’r;zg (6”) oc. or Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation Flzi:glz FA?T g;_ Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 825
’ in. 2.500 psi ! | o SecurShield Fastening Plate ft? Coverboard: Min. 1-inch InsulBase, FULL (min. 60-mil) / CAV-GRIP PVC Adhesive ’
min. 2, psi structura Concrete: Note 2 SecurShield ( )
concrete
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 layer(s) base insulation
steel; 6 ft span; two (2) #12 SGgl: CarlisiginsulFagt Coverboard: Min. 0.5-inch DensDeck | Flexible FAST or
SC-31 HWH,Teks 5 sc;'ews 6” o.c. or Min. Zggiplnsu'Rgge, | witieulatig Lper1.0 P'7$ECU.ROCI.( G Fib Flexible FAST DT sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 82.5
‘ X Crews, 7 9:¢. 0N o curshield Fastening Plate f2 rime, ypsum-riber (min. 60-mil) / CAV-GRIP PVC Adhesive :
min. 2,500 psi structural Concrete: Note 2 Roof Board, SecurShield HD, (FULL)
concrete SecurShield HD Plus or EcoStorm
VSH
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

E— Base Insulation Layer Top Insulation Layer(s) .
Y
No Deck (Note 1) e Fastener Attach e Attach Roof Cover (Note 15) (psf)
’ yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 80 Steel: Carlisle InsulFast Tavmr(<) haca i ; :
’ ’ layer(s) base insulation Flexible FAST
$C-32 steel; 6 ft span, two (2) #12 Min. 2-inch InsulBase, | with Insulation 1perl.3 Cy (b) d: Min. 0.5-inch FI:))::bI: FAzT g:_ Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP 900
: HWH Teks 5, 6” o.c. or min. SecurShield Fastening Plate ft? ~overvoard qar s viin. O, —|nc‘ . PVC Adhesive :
2,500 psi structural concrete Concrete: Note 2 SecurShield HD, SecurShield HD Plus | (RIBBON, 4-inch o.c.)
! or EcoStorm VSH
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 80 stoel: Carlisle InsulF layer(s) base insulation
. . teel: Carlisle InsulFast g r .
sC.33 :\iﬁ: _?ef;:gi:;;as (62") zlczor Min. 2-inch InsulBase, | with Insulation 1per1.0 ?Lm;\g?kzs inch ?ftTSDGCk E::z:g:: Eﬁg g:_ Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 1125
‘ X Crews, 7 9:6. 0N o curshield Fastening Plate f2 rime, ypsum-riber (min. 60-mil) / CAV-GRIP PVC Adhesive :
min. 2,500 psi structural Concrete: Note 2 Roof Board, SecurShield HD, (FULL)
concrete SecurShield HD Plus or EcoStorm
VSH
Min. 22 ga., type B, Grade 80 . . .
) - Steel: Carlisle InsulFast Insulation: (Optional) Additional )
sc.3a Is-lt\f\fllll ‘?eflzsssir;,r;xg (62”) glczor Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation E::z:z:: Eigl g:_ Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 135.0
’ in. 2.500 osi st :c | - SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, FULL (min. 60-mil) / CAV-GRIP PVC Adhesive ’
(Tols(‘:r(e'te psi structura Concrete: Note 2 SecurShield ( )
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1per3.2 Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-35. steel or min. 2,500 psi SectjrSAhieId ’| Note 2 pftl ““| Min. 1.0-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete (RIBBON) Low VOC PVC BA
Min. 22 ga., type B, Grade 33 Min. 2.0-inch InsulBase 1 perd0 Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-36. steel or min. 2,500 psi SeCL;rS.hieId ’| Note 2 pftz 7| Min. 1.0-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete (RIBBON) Low VOC PVC BA
R Insulation: (Optional) Additional . .
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1per3.2 —Ia er(s) base insulation Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-37. steel or min. 2,500 psi SeCL;rS.hieId ’| Note 2 pft2 : c v board: Min. 0.25-inch Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete M'_ in. 9.2o-Inc (RIBBON) Low VOC PVC BA
DensDeck Prime
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 Min. 2.0-inch InsulBase 1 perd0 ms(e i':\sulati)on Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-38. steel or min. 2,500 psi Secu.rS.hieId ’| Note 2 pftZ ’ c board: Min. 0.25-inch Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete sovervoard: Viin. ©.2>-Inc (RIBBON) Low VOC PVC BA
DensDeck Prime
. Insulation: (Optional) Additional . .
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1 per2.7 7Iayer(s) base insulation Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-39. steel or min. 2,500 psi SeCL;rSAhieId ’| Note 2 pftl ' c board: Min. 0.25-inch DEXcell Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete =overpoarg: Vin. ©.2--Inc ce (RIBBON) Low VOC PVC BA
FA Glass Mat Roof Board
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmo | etc.

®

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
. Insulation: (Optional) Additional .
Min. 22 ga.., type B, Grade 33 Min. 1.5-inch InsulBase, 1 per 2.7 | layer(s) base insulation Flex!ble FAIRS Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex
SC-40. steel or min. 2,500 psi . Note 2 5 X . Flexible FAST DT i -45.0%*
SecurShield ft Coverboard: Min. 0.4375-inch KEE HP in Low VOC PVC BA
structural concrete —_— (RIBBON)
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade 33 | Min. 0.5-inch DensDeck . . ) Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
1 2.0 | Min. 2.0-inch | Ifi HD Flexible FAST
SC-41. steel or min. 2,500 psi followed by min. 2.0- Note 2 pt:trz Colrrjn ositIZC(T nzulx;)am (RT;IBOeN 6-inch o.c.) PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0*
structural concrete inch Insulfoam IX P P ! | Low VOC PVC BA
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST o Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
sc.42 steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 | layer(s) base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 45.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, (RIBBON) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC :
2,500 psi structural concrete Concrete: Note 2 SecurShield BA
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
<43 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 2.0 | layer(s) base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 525
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 0.5-inch InsulBase, (RIBBON, 6-inch 0.c.) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
2,500 psi structural concrete Concrete: Note 2 SecurShield ’ | BA
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 layer(s) base insulation Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60
in. ., : : Carli . ) ) ure-Flex in. 60-mi in. 60-
g3 typ . . St§6| Carhs!e InsulFast Coverboard: Min. 0.5-inch DensDeck | Flexible FAST or AN
sc.aa steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 —P - SECUROCK G Fib Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 60.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 er;eé e ShYpISdu:E_) foer (RIBBON) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC :
2,500 psi structural concrete Concrete: Note 2 00 o?r » Securshie ¢ BA
SecurShield HD Plus or EcoStorm
VSH
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or
SC.45 steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 | layer(s) base insulation Flexible FAST DT Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- 60.0
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 Coverboard: Min. 0.4375-inch (RIBBON) mil) in Low VOC PVC BA ’
2,500 psi structural concrete Concrete: Note 2 DEXcell Cement Roof Board
Min. 22 ¢ B. Grade 33 ) Insulation: (Optional) Additional
in. 22 ga., type b, Grade o Steel: Carlisle InsulFast layer(s) base insulation Flexible FAST or
SC.46 steel; 6 ft span, #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl.8 c board: Min. 0.5-inch Flexible FAST DT Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex 60.0
: Teks 5, 6” o.c. or min. 2,500 | SecurShield Fastening Plate ft2 %'HDIE ) —|Sr;1c Id HD PI (RIBBON, 6-inch 0.¢.) KEE HP in Low VOC PVC BA :
psi structural concrete Concrete: Note 2 ecurshie , Securshie us ! o
or EcoStorm VSH
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Insulation: (Optional) Additional
layer(s) base insulation
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulEast ver(s) X . . Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
. . ) ) Coverboard: Min. 0.5-inch DensDeck | Flexible FAST or .
sc-a7 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl6 7P - SECUROCK G Fib Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 67.5
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? er:ceB’ qs ShYpISduLnIZ-) foer (RIBBON, 6-inch 0.c.) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
2,500 psi structural concrete Concrete: Note 2 00 o?r » SECUrshie ! ! I BA
SecurShield HD Plus or EcoStorm
VSH
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or
sc.a8 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 1.6 | layer(s) base insulation Flexible FAST DT Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- €75
' Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 0.4375-inch (RIBBON, 6-inch 0.c.) mil) in Low VOC PVC BA :
2,500 psi structural concrete Concrete: Note 2 DEXcell Cement Roof Board ’ -
Min. 22 ga., t B, Grade 33
stg:el' 6 fgtas’ a\r:p:flé HK/E\‘IHE Min. 1.5-inch InsulBase 1oer 16 Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-49. Teks '5 6" opc (’)r min. 2.500 SeCL;rS.hieId ’| Note 2 pftl | Min. 1.0-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in| -67.5
o T o (RIBBON, 6-inch o.c.)| Low VOC PVC BA
psi structural concrete
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST o Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
$C-50 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 1.6 | layer(s) base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 75.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 1-inch InsulBase, (RIBBON, 6-inch 0.c.) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
2,500 psi structural concrete Concrete: Note 2 SecurShield ! Ul BA
Min. 22 ¢ B. Grade 33 ) Insulation: (Optional) Additional
in. 22 ga., type b, Grade ) ) Steel: Carlisle InsulFast layer(s) base insulation Flexible FAST or
sC51 steel, 6 ft span, #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1perl.3 c board: Min. 0.5-inch Flexible FAST DT Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex 825
: Teks 5, 6” o.c. or min. 2,500 | SecurShield Fastening Plate ft2 vaeﬁ'HDmS; ) —|Sr;1c Id HD PI (RIBBON, 4-inch 0.¢.) KEE HP in Low VOC PVC BA :
psi structural concrete Concrete: Note 2 ecurshie , Securshie us ! o
or EcoStorm VSH
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional . Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
steel; 6 ft span; two (2) #12 . . ) . . . Flexible FAST or L
5C-52 HWH Teks 5 screws. 6” o.c. o Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 825
’ in. 2.500 osi st 1: | - SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, FULL Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
min. 2, psi structura Concrete: Note 2 SecurShield ( ) BA
concrete
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 layer(s) base insulation . . .
: i Sure-Flex PVC . 60-mil FRS PVC . 60-
steel; 6 ft span; two (2) #12 S SEEP-le InsulFast Coverboard: Min. 0.5-inch DensDeck | Flexible FAST or ure-rlex (min mil) or (min
Y Min. 2-inch InsulBase, | with Insulation lperlO| = — ) . mil) in Low VOC PVC BA or HydroBond WB or
SE:5S8 HWH Teks 5 screws, 6” o.c. or . : ) Prime, SECUROCK Gypsum-Fiber Flexible FAST DT ; o -82.5
. ) SecurShield Fastening Plate ft ! Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC
min. 2,500 psi structural Concrete: Note 2 Roof Board, SecurShield HD, (FULL)
: BA
concrete SecurShield HD Plus or EcoStorm
VSH
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) S Fastener Attach S Attach Roof Cover (Note 15) (psf)
’ yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., type B, Grade 33 . . -
) i Steel: Carlisle InsulFast Insulation: (Optional) Additional )
scsa ;t;"\fl: Tsef;:gi:’r;zg (62,,) :izor Min. 2-inch InsulBase, | with Insulation 1 per 1.0| layer(s) base insulation E::’;:E:: E2§ ng Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-| .
’ min. 2.500 psi struc:cural o SecurShield Fastening Plate ft2 Coverboard: Min. 0.4375-inch (FULL) mil) in Low VOC PVC BA ’
- So00P Concrete: Note 2 DEXcell Cement Roof Board
concrete
. _ Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 80 . Steel: Carlisle InsulFast layer(s) base insulation Flexible FAST or
steel; 6 ft span, two (2) #12 Min. 2-inch InsulBase, | with Insulation 1perl3 K . | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex
SC-55. ” : - ) ) Coverboard: Min. 0.5-inch Flexible FAST DT . -90.0
HWH Teks 5, 6” o.c. or min. SecurShield Fastening Plate ft m HD. S shieldMfiD B (RIBBON, 4-inch 0.c.) KEE HP in Low VOC PVC BA
2,500 psi structural concrete Concrete: Note 2 ecurshie s % ! -
or EcoStorm VSH
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 80 layer(s) base insulation i X .
- Carli -Flex PV . 60-mil) or FRS PV . 60-
steel; 6 ft span; two (2) #12 | . Steel: Carlsle InsulFast Coverboard: Min. 0.5-inch DensDeck| Flexible FASTor | Suré-Flex PVC (min. 60-mil) or FRS PVC (min. 60
SC.56 HWH Teks 5 screws. 6 o.c. or Min. 2-inch InsulBase, | with Insulation 1 per 1.0 Phi SECUROCK G Fib Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 112.5
’ . ) ! o SecurShield Fastening Plate ft? rime, Ypsum- foer Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
min. 2,500 psi structural Concrete: Note 2 Roof Board, SecurShield HD, (FULL) BA
concrete SecurShield HD Plus or EcoStorm
VSH
Min. 22 ga., type B, Grade 80 . Y "
) i Steel: Carlisle InsulFast Insulation: (Optional) Additional )
sc.57 T:\jﬁ:’ ?eflzssgi:,r;xs (62”) glczor Min. 2-inch InsulBase, | with Insulation 1 per 1.0| layer(s) base insulation E::i:::: EQ:I g;_ Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- 1125
: min. 2.500 osi strucicural - SecurShield Fastening Plate ft2 Coverboard: Min. 0.4375-inch (FULL) mil) in Low VOC PVC BA ’
4200 Concrete: Note 2 DEXcell Cement Roof Board
concrete
Min. 22 ga., type B, Grade 80 Steel: Carlisle InsulFast Insulation: (Optional) Additional . Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
steel; 6 ft span; two (2) #12 . . A A PR . Flexible FAST or L
sc.58 HWH Teks 5 screws. 67 o.c. or Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 135.0
’ in. 2.500 osi st 1: | - SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, FULL Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
min. 2, psistructura Concrete: Note 2 SecurShield ( ) BA
concrete
Min. 1.5-inch InsulBase Insulation: (Optional) Additional
Min. 22 ga., t B, Grade 33 ’ . .
Sc.5o st;r:sl o gmaw; ;pseoo' S;’a € SecurShield, HP-N, HP- Notc @ 1 per 2.0 | layer(s) base insulation OB500 Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex 45,0
! T P W, ENRGY 3 or ACFoam ft? Coverboard: Min. 0.5-inch HP KEE HP / Low VOC PVC BA '
structural concrete ————
I Recovery Board
Min. 1.5-inch InsulB Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 | \ 1 > 'nch nsuiBase, Insulation: (Optional) Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
A . SecurShield, HP-N, HP- 1 per 2.0 | layer(s) base insulation . .
SC-60. steel or min. 2,500 psi Note 2 ) . i 0OB500 PVC BA or HydroBond WB or Sure-Flex KEE HP in| -45.0
W, ENRGY 3 or ACFoam ft Coverboard: Min. 0.25-inch
structural concrete - Low VOC PVC BA
1l DensDeck Prime
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO| etc.

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

E— Base Insulation Layer Top Insulation Layer(s) .
Y
. Deck (Note 1) S Fastener Attach S Attach Roof Cover (Note 15) of
' v (Note 2, Note11) | (Note17) e (Notes 6,7.8)
One or more layers
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, 1 per 2.0 Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-61. steel or min. 2,500 psi SecurShield, HP-N, HP- | Note 2 pft2 "7 | Additional layers of base insulation | Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete W, ENRGY 3 or ACFoam (RIBBON) Flexible FAST (FULL)
I}
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1per3.2 Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-62. steel or min. 2,500 psi SeCL;rS.hieId ’| Note 2 pftz " | Min. 1.0-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
. Insulation: (Optional) Additional .
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1per3.2 7Ia er(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-63. steel or min. 2,500 psi Secu.rS.hieId ’| Note 2 pftZ : c v board: Min. 0.25-inch Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete =overboarg: Vin. . —|nc. (RIBBON) Flexible FAST (FULL)
DensDeck or DensDeck Prime
Min. 22 ga., type B, Grade 33 Min. 2.0-inch InsulBase 1 per 4.0 Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-64. steel or min. 2,500 psi Secu'rS.hieId ’| Note 2 pft2 "~ | Min. 1.0-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
. Insulation: (Optional) Additional .
Min. 22 ga., type B, Grade 33 Min. 2.0-inch InsulBase 1 perd0 —Iayer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-65. steel or min. 2,500 psi SeCL;rS.hieId ’| Note 2 pft2 : c poard: Min. 0.25-inch Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete =overboarg: Viin. . —|nc' (RIBBON) Flexible FAST (FULL)
DensDeck or DensDeck Prime
Insulation: (Optional) Additional Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
in. 22 ga. B : . i ,
SC-66 s'\f:el or fna"; t;pseoo’ GSirade 33 Min. 1.5-inch InsulBase, Note 2 1 per 2.7 | layer(s) base insulation i::ﬁ:z:: iﬁi g;_ FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
’ T p SecurShield ft? Coverboard: Min. 0.25-inch DEXcell Flexible FAST or Flexible FAST DT (FULL) or ’
structural concrete -~ (RIBBON)
FA Glass Mat Roof Board HydroBond WB
. Insulation: (Optional) Additional .
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1per 2.7 layer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-67. steel or min. 2,500 psi SectjrSAhieId ’| Note 2 pftl ' c board: Min. 0.4375-inch Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete ~overboard: Viin. 0.43/5-Inc (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
DEXcell Cement Roof Board
Min. 22 ga., type B, Grade 33 | Min. 0.5-inch DensDeck . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
1 2.0 | Min. 2.0-inch | Ifi HD FI le FAST
SC-68. steel or min. 2,500 psi followed by min. 2.0- Note 2 p?trz 0 Colrrjn ogitlzc(T nseulx?am (RT;II:OeN G?inch o.c) FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0%*
structural concrete inch Insulfoam IX P P ! " Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 | layer(s) base insulation . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-69 Flexible FAST DT 45.0
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 1-inch InsulBase, (RIBBON) Flexible FAST or Flexible FAST DT (FULL) or ’
2,500 psi structural concrete Concrete: Note 2 SecurShield HydroBond WB
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulEast Insulation: (Optional) Additional Elexible FAST o Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$C-70 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 2.0 | layer(s) base insulation Fialible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 525
) Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 0.5-inch InsulBase, (RIBBON, 6-inch 0.¢.) Flexible FAST or Flexible FAST DT (FULL) or '
2,500 psi structural concrete Concrete: Note 2 SecurShield ! | HydroBond WB
Min. 22 t B, Grade 33 i Insulation: (Optional) 4gdiTigy S Flex PVC FI BACK, S Flex PVC FRS
In. 22 ga., type b, Grade ) ' Stgel: Carlls!e InsulFast layer(s) base insulation Flexible FAST or ure-Flex eece , Sure-Flex
sc71 steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 c board: Min. 0.5-inch DensDeck | Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 60.0
: Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft2 %'Sh!nid Hl;ng esnhs. Iedc (RIBBON) Flexible FAST or Flexible FAST DT (FULL) or :
2,500 psi structural concrete Concrete: Note 2 rime, Secur-hie » Securhie HydroBond WB
HD Plus or EcoStorm VSH
Min. 22 ¢ B. Grade 33 Insulation: (Optional) Additional
in. . r . Carli h . )
ga., type b, Grade . . Steel: Carlisle InsulFast layer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 i . .
SC-72. ” . R ) N Coverboard: Min. 0.5-inch DEXcell Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft FA Glass Mat Roof Board or 0.4375- | (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
2,500 psi structural concrete Concrete: Note 2 ) asgy &t Root Board or . :
inch DEXcell Cement Roof Board
in. . . Carli Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 | _ Steel: Carlisle InsulFast Insulation: (Optional) Flexible FASTor | Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; #12 HWH Min. 1.5-inch InsulBase,| with Insulation 1 per 2.0 | layer(s) base insulation .
SC-73. ” . . ) ) X . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft Coverboard: Min. 0.5-inch (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
2,500 psi structural concrete Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulatng .p .) . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. . ) ! layer(s) base insulation Flexible FAST or
steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl6 X . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-74. ” ) . ! | ) Coverboard: Min. 0.5-inch DensDeck | Flexible FAST DT . . -67.5
Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft —P - S Shield HD. S shield | (RIBBON, 6-inch o.c.) Flexible FAST or Flexible FAST DT (FULL) or
2,500 psi structural concrete Concrete: Note 2 rime, >ecurshie » Securshie ! "I HydroBond WB
HD Plus or EcoStorm VSH
. Insulation: (Optional) Additional
Min. 22 ga,, type B, Grade 33 | Steel: Carlisle InsulFast layer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1perl.6 X . .
SC-75. ” ) . ) ) Coverboard: Min. 0.5-inch DEXcell Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
Teks 5 screws, 6" o.c. or min. | SecurShield S f® | FA Glass Mat Roof Board or 0.4375- | (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
2,500 psi structural concrete Concrete: Note 2 ) ass viat Root Board or 0. . ¢ o
inch DEXcell Cement Roof Board
in. . - Carli Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 | Steel: Ggyffsle IngfllFast nsulation: { P |ona.) ttiona Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 1.6 | layer(s) base insulation .
SC-76. ” . R ) ) X . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft Coverboard: Min. 0.5-inch (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
2,500 psi structural concrete Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board ’ -
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga. B
stér;I' 6 fgtas’ :ﬁpiléle-l::lile 33 Min. 1.5-inch InsulBase 1ver 1.6 Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-77. Teks '5 6 opc Q)r min. 2.500 SectjrS.hieId ’| Note 2 pftl " | Min. 1.0-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
o o T (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
psi structural concrete
Min. 22 ga., type B, Grade 33 Steel: Carlisle InsulFast Insulation: (Optional) Additional Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
<78 steel; 6 ft span; #12 HWH Min. 2-inch InsulBase, | with Insulation 1 per 1.6 | layer(s) base insulation Flexible EAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 75.0
’ Teks 5 screws, 6” o.c. or min. | SecurShield Fastening Plate ft? Coverboard: Min. 1-inch InsulBase, (RIBBON, 6-inch 0.c.) Flexible FAST or Flexible FAST DT (FULL) or ’
2,500 psi structural concrete Concrete: Note 2 SecurShield ’ | HydroBond WB
Min. 22 ga., type B, Grade 33 Insulation: (Optional) Additional .
steel; 6 ft span; two (2) #12 . . B . Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
,, Min. 1.5-inch InsulBase, 1 per 1.6 | layer(s) base insulation .
SC-79. HWH Teks 5 screws, 6” o.c. or SecurShield Note 2 e G board: Min 2-inch S Shield Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
min. 2,500 psi structural =overpoare: Viin ~-INch SecUrshield | g gpoN;, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
HD Composite
concrete
Min. 22 ga., t B, Grade 33 Insulation: (Optional) Additional
In. 22 ga., type b, Grade Steel: Carlisle InsulFast Tulatiohy P _) ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel, 6 ft span, #12 HWH . . A . layer(s) base insulation Flexible FAST or
$C-80 Teks 5. 6” o.c. or min. 2.500 Min. 1.5-inch InsulBase,| with Insulation 1peri.3 c sGard: Minh0:5-ifich Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 825
: 2,0 0. o2 | securShield Fastening Plate fp | =9uervoard: Viin. ©.5-Inc _ Flexible FAST or Flexible FAST DT (FULL) or :
psi structural concrete or min. Concrete: Note 2 SecurShield HD, SecurShield HD Plus | (RIBBON, 4-inch o.c.)
) : HydroBond WB
2,500 psi structural concrete or EcoStorm VSH
Min. 22 ga., type B, Grade 33 steel: Carlisle InsulFast Insulation: (Optional) Additional _ Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; two (2) #12 . . ) A A . Flexible FAST or
sc.81 HWH Teks 5 screws. 67 o.c. or Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 825
: min. 2.500 bsi struc:cural o SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, (FULL) Flexible FAST or Flexible FAST DT (FULL) or !
-4,200p Concrete: Note 2 SecurShield HydroBond WB
concrete
Min. 22 ga., t B, Grade 33 Insulation: (Optional) Additional
In. 22 ga., type B, Grade Steel: Carlisle InsulFast Insulation: ( P _) ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; two (2) #12 . . A . layer(s) base insulation Flexible FAST or
,, Min. 2-inch InsulBase, | with Insulation 1per1.0 X . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-82. HWH Teks 5 screws, 6” o.c. or R ) A Coverboard: Min. 0.5-inch DensDeck | Flexible FAST DT . . -82.5
in. 2,500 psi structural SecurShield Fastening Plate ft ST ; FULL Flexible FAST or Flexible FAST DT (FULL) or
min. 2, psi structura Concrete: Note 2 Prime, SecurShield HD, SecurShield | ( ) HydroBond WB
concrete HD Plus or EcoStorm VSH
Min. 22 ga., type B, Grade 33 Insulation: (Optional) Additional
. . Steel: Carlisle InsulFast . . .
steel; 6 ft span; two (2) #12 . A A . layer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
,, Min. 2-inch InsulBase, | with Insulation 1per1.0 i . .
SC-83. HWH Teks 5 screws, 6” o.c. or R ) Coverboard: Min. 0.5-inch DEXcell Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
. : SecurShield Fastening Plate ft? e ) )
min. 2,500 psi structural Concrete: Note 2 FA Glass Mat Roof Board or 0.4375- | (FULL) Flexible FAST or Flexible FAST DT (FULL)
concrete inch DEXcell Cement Roof Board
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Min. 22 ga., type B, Grade 33 . . -
. i Insulation: (Optional) Additional
steel; 6 ftspan; two (2)#12 | |\ ifi‘i:'i:;rlgst'iir"r‘su'“‘“ 1 per 1.0| Tayer(s) ba bas(e i';sulatiin Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-84. HWH Teks 5 screws, 6” o.c. or e ’ A p - v i . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
min. 2,500 psi structural Securshield Fastening Plate ft Coverboard: Min. 0.5-inch (FULL) Flexible FAST or Flexible FAST DT (FULL)
- So00P Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board|
concrete
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 80 Steel: Carlisle InsulFast ( .p .) . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. . ! ! layer(s) base insulation Flexible FAST or
SC.85 steel; 6 ft span, two (2) #12 Min. 2-inch InsulBase, | with Insulation 1perl.3 . board: Min. 0.5-inch Flexible EAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 900
* | HWH Teks 5, 6” o.c. or min. | SecurShield Fastening Plate f2 %.HDIHS. : 'S’LC {6 HD Plus | (RIBBON. 4-inch o.c.)| FI€Xble FAST or Flexible FAST DT (FULL) or :
2,500 psi structural concrete Concrete: Note 2 ecurshie » SECHRNIS N ! "I HydroBond WB
or EcoStorm VSH
Min. 22 ga. B Insulation: (Optional) Additional
in. 22 ga., type B, Grade 80 steel: Carlisle InsulFast Insulglon: { P ,) ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; two (2) #12 R X ) . layer(s) base insulation Flexible FAST or
” Min. 2-inch InsulBase, | with Insulation 1per1.0 X . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-86. | HWH Teks 5 screws, 6” o.c. or ) - , | Coverboard: Min. 0.5-inch DensDeck | Flexible FAST DT _ . -112.5
in. 2,500 osi | SecurShield Fastening Plate ft S i ; ULL Flexible FAST or Flexible FAST DT (FULL) or
min. 2,500 psi structura Concrete: Note 2 Prime, SecurShield HD, SecurShield | (FULL) HydroBond WB
concrete HD Plus or EcoStorm VSH
Min. 22 ga., type B, Grade 80 Insulation: (Optional) Additional
. . Steel: Carlisle InsulFast X o .
steel; 6 ft span; two (2) #12 . i A . layer(s) base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Y Min. 2-inch InsulBase, | with Insulation 1per1.0 \ . .
SC-87. HWH Teks 5 screws, 6” o.c. or securShield Fastening Plate 2 Coverboard: Min. 0.5-inch DEXcell Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
min. 2,500 psi structural Concrete: Note 2 FA Glass Mat Roof Board or 0.4375- | (FULL) Flexible FAST or Flexible FAST DT (FULL)
concrete inch DEXcell Cement Roof Board
Min. 22 ga., type B, Grade 80 . . -
. i Insulation: (Optional) Additional
steel; 6 ft span; two (2) #12 o Steel: Geflisle InsQlgast Insulation: (Optional) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
” Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation )
SC-88. HWH Teks 5 screws, 6” o.c. or R ) ) i . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
min. 2,500 psi structural SecurShield Qe Piete ft* | Coverboard: Min. 0.5-inch (FULL) Flexible FAST or Flexible FAST DT (FULL)
- ST0P Concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board
concrete
in. 22 ga. B . . .
Min ga., type B, Grade 80 Steel: Carlisle InsulFast Insulation: (Optional) Additional . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
steel; 6 ft span; two (2) #12 . . , Y TR . Flexible FAST or
$C-89 HWH Teks 5 screws. 6” o.c. or Min. 2-inch InsulBase, | with Insulation 1 per 1.0 | layer(s) base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 135.0
’ min. 2.500 psi struc'tural o SecurShield Fastening Plate ft2 Coverboard: Min. 1-inch InsulBase, (FULL) Flexible FAST or Flexible FAST DT (FULL) or ’
e p Concrete: Note 2 SecurShield HydroBond WB
concrete
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 R i layer(s) base insulation Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
) . Min. 2-inch InsulBase, 1per2.7 i . "
SC-90. steel or min. 2,500 psi securShield Note 2 f2 Coverboard: Min 0.25-inch 0OB500 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0
structural concrete SECUROCK Gypsum- Fiber Roof Flexible FAST or Flexible FAST DT (FULL)
Board
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) = Fastener Attach & Attach Roof Cover (Note 15) of
b e e (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
Insulation: (Optional) Additional
Min. 22 ga., type B, Grade 33 R i layer(s) base insulation Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
) . Min. 2-inch InsulBase, 1perl.6 X .
SC-91. steel or min. 2,500 psi securShield Note 2 f2 Coverboard: Min 0.25-inch OB500 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
structural concrete SECUROCK Gypsum- Fiber Roof Flexible FAST or Flexible FAST DT (FULL)
Board
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Steel: Carlisle InsulFast | | o ) Add | ' |
i i nsulation: tiona itiona i
Min. 22 ga., type B, Grade 33 . . with In,SUIat'on ( 'p .) FICUQU ST (FULL
5C-92 steel or min. 2.500 psi Min. 1.5-inch InsulBase,| Fastening Plate or 1 per 2.0 | layer(s) base insulation or SPLATTER) or Sure-Flex FleeceBACK RL -45.0%
’ structural ct;nc'retep SecurShield SecurFast Insulation ft2 Coverboard: Min. 0.5-inch Flexible FAST DT :
Fastening Plate SecurShield HD RL (FULL)
Concrete: Note 2
Steel: Carlisle InsulFast X X "
Min. 22 ga., type B, Grade 33 with Insulation Insulation: (Optional) Additional )
steel; 6 ft span, #12 HWH Min. 1.5-inch InsulBase, | Fastening Plate or 1 per 1.8 | layer(s) base insulation Flexible FAST or
-93. ! ! . O ! . ’ Flexible FAST DT -Flex Fl BACK RL -52.
SEEE Teks 5, 6” o.c. or min. 2,500 | SecurShield SecurFast Insulation ft? Coverboard: Min. 0.5-inch (FEXLIL)e Sure-Flex FleeceBAC 525
psi structural concrete Fastening Plate SecurShield HD RL
Concrete: Note 2
Steel: Carlisle InsulFast X . "
Min. 22 ga., type B, Grade 33 with Insulation Insulation: (Optional) Additional )
steel; 6 ft span, #12 HWH Min. 1.5-inch InsulBase,| Fastening Plate or 1 per 1.3 | layer(s) base insulation Flexible FAST or
-94. ! ! . ! . ’ Flexible FAST DT -| B L -82.
SC-94 Teks 5, 6” 0.c. or min. 2,500 | SecurShield SecurFast Insulation ft2 Coverboard: Min. 0.5-inch (FTJXLIII_))e S Sure-Flex FleeceBACK R 825
psi structural concrete Fastening Plate SecurShield HD RL
Concrete: Note 2
Steel: Carlisle InsulFast X X "
Min. 22 ga., type B, Grade 33 with Insulation Insulation: (Optional) Additional )
$C-95 steel; 6 ft span, two (2) #12 Min. 1.5-inch InsulBase,| Fastening Plate or 1 per 1.0 | layer(s) base insulation E:ex!z:e EQ:I (I;EI' Sure-Flex I BACK RL 1125
’ HWH Teks 5, 6” o.c. or min. | SecurShield SecurFast Insulation ft? Coverboard: Min. 0.5-inch (FEXLIL)e ure-riexrieece ’
2,500 psi structural concrete Fastening Plate SecurShield HD RL
Concrete: Note 2
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NEmoO| etc.
TABLE 2c: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

S B Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) N
ystem ec
Fastener Attach Attach
No. (Note 1) Type Type Base PI Top PI (psf)
yp (Note 2, Note 11) (Note 17) P (Notes 6,7,8) v PFlY
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ea.. tvbe B steel: Carlisle Insulation: (Optional) Additional SureMB 90 Base, SureMB | Sure-Flex PVC FleeceBACK, Sure-Flex
e 3§s.t’e¢\ellpor > | Min.2dinch | insulFast with Loer | 12Ver(s) base insulation Flexible FAST or | 90 Poly Base or SureMB | PVC FRS FleeceBACK or Sure-Flex
SC-96. 2,500 psi structural " | InsulBase, Insulation Fastening 4 gftz Coverboard: Min. 0.5-inch Flexible FAST 120 Poly Base / US Ply KEE HP FleeceBACK / Flexible FAST -45.0*
cé)ncrepte SecurShield | Plate ’ DensDeck Prime or SECUROCK DT (RIBBON) Duraflex 901 Premium or Flexible FAST DT (RIBBON, 12-inch
Concrete: Note 2 Gypsum-Fiber Roof Board SBS Modified Adhesive o.c.)
Min. 22 ga. type B Steel: Carlisle Insulation: (Optional) Additional Sure-Flex PVC FleeceBACK, Sure-Flex
Grac.je 3§s‘t’e(\ellpor n’1in Min. 2-inch | InsulFast with 1 per layer(s) base insulation Flexible FAST or SureMB 90TG or 120TG / PVC FRS FleeceBACK or Sure-Flex
SC-97. 2 500 psi structural " | InsulBase, Insulation Fastening 4 gftz Coverboard: Min. 0.5-inch Flexible FAST torch-anplied KEE HP FleeceBACK / Flexible FAST -45.0*
S Securshield | Plate ' DensDeck Prime or SECUROCK DT (RIBBON) PP or Flexible FAST DT (RIBBON, 12-inch
Concrete: Note 2 Gypsum-Fiber Roof Board o.c.)
Min. 22 ga., type B, steel: Carlisle Insulation: (Optional) Additional ) Sure-Flex PVC FleeceBACK, Sure-Flex
Grade 33 steel; 6 ft . . : > - . Flexible FAST or
Min. 2-inch | InsulFast with layer(s) base insulation . PVC FRS FleeceBACK or Sure-Flex
span, #12 HWH Teks 5 A ) 1 per i . Flexible FAST SureMB 90TG or 120TG / K
SC-98. screws. 6” o.c. of min InsulBase, Insulation Fastening 1.6 ft2 Coverboard: Min. 0.5-inch DT (RIBBON, 6- torch-applied KEE HP FleeceBACK / Flexible FAST -75.0
b e s o T | Securshield | Plate : DensDeck Prime or SECUROCK .. PP or Flexible FAST DT (RIBBON, 6-inch
cé)ncrepte Concrete: Note 2 Gypsum-Fiber Roof Board - o.c.)
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NEmoO| etc.
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck Fasten Attach . Vapor Roof Cover MDP
yN°- (Note 1) Type (Note 2 (Note Primer Bar'r)ier Type Attach Type Attach (Note 15) (psf)
— (Notes 6,7,8) (Notes 6,7,8)
Note 11) 17)
BAREBACK APPLICATIONS:
Insulation: (Optional)
Additional layer(s) base
Min. 0.5-inch VapAir Seal | ‘ insulation Sure-Flex PVC or Sure-Flex PVC FRS in
. DensDeck Prime or CAV- Min. 1.5-inch Flexible FAST or . Flexible FAST or R
Min. 22 ga., type R R 1 per 725TR, . Coverboard: Min. 0.25- . CAV-GRIP PVC Adhesive, Low VOC PVC .
SC-99. B Grade 33 steel min. 0.625-inch Note 2 202 GRIP I InsulBase, Flexible FASTDT | = — ) Flexible FAST BA or HvdroBond WB or Sure-Flex KEE HP -45.0
' SECUROCK Gypsum- . Primer SZh> . SecurShield (RIBBON) inchiggeDeckggime or DT (RIBBON) in Low \\//OC PVC BA
Fiber Roof Board adnering SECUROCK Gypsum- Fiber
Roof Board or EcoStorm
VSH
Min. 0.5-inch .
VapAir Seal Sure-Flex PVC or Sure-Flex PVC FRS in
DensDeck Prime or CAV- Min. 1.5-inch Flexible FAST i
Min. 22 ga., type - | 1per2.0 725TR, exDIe FAST O 1 (Optional) Additional Flexible FASTOr | -\, GRip pvC Adhesive, Low VOC PVC .
S, min. 0.625-inch Note 2 ., | GRIP InsulBase Flexible FAST DT pnion Flexible FAST 45.0
B, Grade 33 steel ft: . self- ’ layers base insulation BA or HydroBond WB or Sure-Flex KEE HP
SECUROCK Gypsum- Primer SecurShield (RIBBON) DT (RIBBON) .
) adhering in Low VOC PVC BA
Fiber Roof Board
Carlisle SureMB
InsulFast 90TG or . Y
Min. 1.5-inch i i
Min. 22 ga., type Min. 0.5-inch with 1per4.0 SureMB I : Flex!ble FAST ol (Optional) Additional Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC FRS / .
SC-101. . ] N None InsulBase, Flexible FAST DT ) ; Flexible FAST -45.0
B, Grade 33 steel DensDeck Prime Insulation ft 120TG, i (RIBBON) layers base insulation DT (RIBBON) HydroBond
Fastening torch- Securshield
Plate applied
Carlisle SureMB
InsulFast 90TG or . .
. . . N Min. 1.5-inch Flexible FAST or . . Flexible FAST or | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-
sc-102, | Min-22ga, type | Min. 0.5-inch with Lperdl i yone | SureMB InsulBase, Flexible FasT pr | (OPtional) Additional Flexible FAST | Flex KEE HP / CAV-GRIP PVC Adhesive or | -45.0*
B, Grade 33 steel DensDeck Prime Insulation ft 120TG, X (RIBBON) layers base insulation DT (RIBBON) Low VOC PVC BA
Fastening torch- Securshield
Plate applied
Min. 22 ga., type Min. 0.5-inch . .
VapAir Seal . . . - -
B, Grade 33 steel; | DensDeck Prime or CAV- P Min. 1.5-inch ) ) " Flexible FAST Sure-Flex PVC or Sure Flex PVCFRS in
R X 1per2.0 725TR, Flexible FAST (Optional) Additional CAV-GRIP PVC Adhesive, Low VOC PVC
SC-103. 6 ft span, #12 min. 0.625-inch Note 2 2 GRIP InsulBase, R X (RIBBON, 6 -52.5
” ft X self- X (RIBBON) layers base insulation X BA or HydroBond WB or Sure-Flex KEE HP
HWH Teks 5, 6 SECUROCK Gypsum- Primer . SecurShield inch o.c.) .
. adhering in Low VOC PVC BA
o.c. Fiber Roof Board
Carlisle SureMB
Min. 22 ga., type InsulFast 90TG or Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in
SC-104 B, Grade 33 steel, | Min. 0.5-inch with lperl.6 None SureMB Insu.IBése Flexible FAST DT (Optional) Additional Flexible FAST CAV-GRIP PVC Adhesive, Low VOC PVC 675
© | #12 HWW Teks 5, | DensDeck Prime Insulation ft? 120TG, SecurShie,Id (RIBBON, 6-inch layer(s) base insulation DT (RIBBON) BA or HydroBond WB or Sure-Flex KEE HP :
6” o.c. Fastening torch- o.c.) in Low VOC PVC BA
Plate applied
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NEmoO| etc.
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck Fasten Attach i Vapor Roof Cover MDP
yNo. (Note 1) Type (Note 2 (Note Primer Bar':ie" Type Attach Type Attach (Note 15) (psf)
— (Notes 6,7,8) (Notes 6,7,8)
Note 11) 17)
Insulation: (Optional)
Additional layer(s) base
Carlisle SureMB insulation
Min. 22 ga., type InsulFast 90TG or . . Flexible FAST or Coverboard: Min. 0.25- . Sure-Flex PVC or Sure-Flex PVC FRS in
. . X Min. 1.5-inch . > N R Flexible FAST or .
SC-105 B, Grade 33 steel, | Min. 0.5-inch with 1lperl.6 None SureMB InsulBase Flexible FAST DT inch DensDeck Prime or Flexible FAST CAV-GRIP PVC Adhesive, Low VOC PVC 675
: #12 HWW Teks 5, | DensDeck Prime Insulation ft2 120TG, - (RIBBON, 6-inch SECUROCK Gypsum-Fiber BA or HydroBond WB or Sure-Flex KEE HP :
” . SecurShield _ DT (RIBBON) .
6” o.c. Fastening torch- o.c.) Roof Board or min. 0.5- in Low VOC PVC BA
Plate applied inch SecurShield HD,
SecurShield HD Plus or
EcoStorm VSH
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 0.5-inch . Insulation: (Optional)
VapAir Seal i TR - -
Min. 22 a, type | DETSDECkPrime or rper20| V| 720tR, | Wim. oanch | Flxible PASTor | Addiionallayers)base | FexbleFasTor | i B EUESHERCE SRERE Y
SC-106. (2283, WPE | in. 0.625-inch Note 2 persSi Grip ’ - Flexible FASTDT | insulation Flexible FAST . ‘ -45.0*
B, Grade 33 steel SECUROCK Gypsum- ft Pri self- InsulBase, (RIBBON) Coverboard: Min. 0.25- DT (RIBBON) FleeceBACK / Flexible FAST or Flexible
E yp! rimer adhering SecurShield —_— o FAST DT (RIBBON, 12-inch o.c.)
Fiber Roof Board inch DensDeck Prime
Min. 0.5-inch .
VapAir Seal . 4 - -
. DensDeck Prime or CAV- 3PAITSeal | Viin. 1.5-inch Flexible FAST or . . Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC
Min. 22 ga., type R . 1per2.0 725TR, X (Optional) Additional . FRS FleeceBACK or Sure-Flex KEE HP "
SC-107. min. 0.625-inch Note 2 2 GRIP InsulBase, Flexible FAST DT ) ; Flexible FAST . . -45.0
B, Grade 33 steel ft X self- ¢ layers base insulation FleeceBACK / Flexible FAST or Flexible
SECUROCK Gypsum- Primer ' SecurShield (RIBBON) DT (RIBBON) .
. adhering FAST DT (RIBBON, 12-inch o.c.)
Fiber Roof Board
Min. 22 ga., type Min. 0.5-inch .
VapAir Seal . - -
B, Grade 33 steel; | DensDeck Prime or CAV- P Min. 1.5-inch . . " Flexible FAST Sure-Flex PVC FleeceBACK, Sure-Flex PVC
R . 1per2.0 725TR, Flexible FAST (Optional) Additional FRS FleeceBACK or Sure-Flex KEE HP
SC-108. | 6 ft span, #12 min. 0.625-inch Note 2 ) GRIP InsulBase A A (RIBBON, 6 ) ) -52.5
HWH Teks 5. 6” SECUROCK Gypsum- ft Pri self- ¢ (RIBBON) layers base insulation inch FleeceBACK / Flexible FAST or Flexible
: : yp rimer | dhering SecurShield incho.c) FAST DT (RIBBON, 6-inch o.c.)
o.c. Fiber Roof Board
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional)
i i Additional layer(s) base
Min. 0.5-inch VapAir Seal . . insulation Sure-Flex PVC FleeceBACK, Sure-Flex PVC
. DensDeck Prime or CAV- Min. 1.5-inch Flexible FAST or . Flexible FAST or g
Min. 22 ga., type R . 1per2.0 725TR, X Coverboard: (Optional) X FRS FleeceBACK or Sure-Flex KEE HP
SC-109. min. 0.625-inch Note 2 N GRIP InsulBase, Flexible FAST DT — Flexible FAST . X -45.0*
B, Grade 33 steel SECUROCK Gyosum: ft bri self- ) (RIBBON) Min. 0.25-inch DensDeck DT (RIBBON) FleeceBACK / Flexible FAST or Flexible
: vp MMer | aghering | Securshield Prime or SECUROCK FAST DT (FULL) or HydroBond W8
Fiber Roof Board !
Gypsum- Fiber Roof Board
or EcoStorm VSH
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NEmoO| etc.
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck Fasten Attach | poo Vapor e ey Roof Cover MDP
No. Note 1 Type Barrier Type Type Note 15 (psf)
(Note 1) yp 'fl—':‘t’:eli) 1—':_‘;;9 P (Notes 6,7,8) P (Notes 6,7,8) {Note 15)
Carlisle SureMB
InsulFast 90TG or . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC
Min. 1.5-inch i i ’
sC-110 Min. 22 ga., type Min. 0.5-inch with 1 per 4 ft2| None SureMB InsulB E::z:z:: Eii gl:l' (Optional) Additional E::§:2:2 :z:i pr FRS FleeceBACK or Sure-Flex KEE HP _45.0*
" | B, Grade 33 steel | DensDeck Prime Insulation | P 120TG, nsuibase, (RIBBON) layers base insulation DT (RIBBON) FleeceBACK / Flexible FAST or Flexible :
Fastening torch- SecurShield FAST DT (FULL) or HydroBond WB
Plate applied
Min. 22 ga., type Min. 0.5-inch .
VapAir Seal . - -
B, Grade 33 steel; | DensDeck Prime or CAV- p Min. 1.5-inch . . o Flexible FAST Sure-Flex PVC FleeceBACK, Sure-Flex PVC
. . 1 per2.0 725TR, Flexible FAST (Optional) Additional FRS FleeceBACK or Sure-Flex KEE HP
SC-111. | 6ftspan, #12 min. 0.625-inch Note 2 ) GRIP InsulBase, ) ; (RIBBON, 6- ) ) -52.5
” ft . self- i (RIBBON) layers base insulation . FleeceBACK / Flexible FAST or Flexible
HWH Teks 5, 6 SECUROCK Gypsum- Primer adherin SecurShield inch o.c.) FAST DT (FULL)
o.c. Fiber Roof Board g
Min. 22 ga.. type Carlisle SureMB
B G'radeg3:°: s\t/gel' InsulFast 90TG or Min. 1.5-inch Flexible FAST or Flexible EAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC
sC-112 6’ft span, #12 " | Min. 0.5-inch with 1lperl.6 None SureMB | .IBA Flexible FAST DT (Optional) Additional Flexible FAST FRS FleeceBACK or Sure-Flex KEE HP 675
: HWHpTel;s 5 & DensDeck Prime Insulation ft2 120TG, nsu as‘e, (RIBBON, 6-inch layer(s) base insulation DT (RIBBON) FleeceBACK / Flexible FAST or Flexible :
oc ’ Fastening torch- SecurShield o.c.) FAST DT (FULL) or HydroBond WB
- Plate applied
Insulation: (Optional)
Additional layer(s) base
. Carlisle SureMB insulation
Min. 22 ga., type . .
B, Grade 33 steel: InsulFast 90TG or Min. 1.5-inch | Flexible FASTor | Coverboard: Min. 0.25- Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-Flex PVC
sC-113 6,ft span, #12 " | Min. 0.5-inch with lperl.6 None SureMB : iB. Flexible FAST DT inch DensDeck Prime or Flexible FAST FRS FleeceBACK or Sure-Flex KEE HP 675
: HWH”TEI;S s | DensDeckPrime Insulation f2 120TG, e (RIBBON, 6-inch | SECUROCK Gypsum-Fiber | {yrc ea oy FleeceBACK / Flexible FAST or Flexible :
o ’ Fastening torch- SecurShield o.c.) Roof Board or min. 0.5- FAST DT (FULL) or HydroBond WB
e Plate applied inch SecurShield HD,
SecurShield HD Plus or
EcoStorm VSH
SURE-FLEX FLEECEBACK RL APPLICATIONS:
. Carlisle SureMB
gmg'rjjeg;; ?t/g:I' InsulFast 90TG or Flexible FAST or
! | Min. 0.5-inch with 1perl.6 SureMB Min. 1.5-inch | Flexible FAST DT
SC-114. ﬂ&/;p,?:l;jslze,, DensDeck Prime Insulation ft? Nong 120TG, InsulBase RL (RIBBON, 6-inch Mone N/A Sure-Flex FleeceBACK RL 675
oc ’ Fastening torch- o.c.)
- Plate applied
Min. 22 ea.. type Carlisle SureMB Insulation: (Optional)
B G.radeg3£u” s\tlgel- InsulFast 90TG or Min. 1.5-inch | Flexible FASTor | Additional layer(s) base Hexible FAST o
’ ’ | Min. 0.5-inch with 1per 1.6 SureMB . Flexible FAST DT | insulation .
SC-115. | 6 ft span, #12 . . > None InsulBase, . ) . Flexible FAST Sure-Flex FleeceBACK RL -67.5
” DensDeck Prime Insulation ft 120TG, (RIBBON, 6-inch Coverboard: Min. 0.5-inch
HWH Teks 5, 6 X ~ SecurShield - R DT (RIBBON)
oc Fastening torch o.c.) SecurShield HD RL or min.
o Plate applied 1.5-inch InsulBase RL
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 3, Note 13 sf
No (Note 3, Note 13) Type Fastener (Note 2, Note 11) Neta17 (psf)
BAREBACK APPLICATIONS:
Steel: Carlisle InsulFast with
Min. 22 ga. B |
n R ga., type. , Grade 33 stee Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield AccuTrac Plate 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
SC-116. | or min. 2,500 psi structural S Shield. | laid HD. S Shield HD Pl Concrete: HD 14-10 Fastener, CD- 29 | Adhesi -45.0*
concrete ecurshield, foose fal » Securshie us 10 or HP Concrete Spike (1/4) with : psive
AccuTrac Plate
Min. 22 ga., type B, Grade 33 steel | Min. 1.5-inch InsulBase, . . .
Min. 0.5-inch hield HD 1 -Flex PV -Flex PVC FR AV-GRIP PV
SC-117. | or min. 2,500 psi structural SecurShield, HP-N, HP-W, ENRGY 3 in. 0.5-inch Securshield Note 2 perz sure .ex Cor Sure-Flex PVCFRS / CAV-G ¢ -45.0*
Plus 4.0 ft Adhesive
concrete or ACFoam Il
Mm..22 £a- type' B, Grade 33 steel Min. 1.5-inch thick, one or more M!n 0.5—|nch DensDe.ck Steel: (;arlisle InsgIFast W@ 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(|
SC-118. | or min. 2,500 psi structural S . Prime or min. 0.375-inch Insulation Fastening Plate . _45.0*
layers, any combination, loose laid . . 4.0ft> | Adhesive
concrete DensDeck ProFast Prime Concrete: Note 2
11 x';ii25268yp§ ftrigjj;fg steel| \lin. 1.5-inch thick, one or more | Min. 0.25-inch DEXcell FA Note 2 Lper | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC|
’ concrelte, P layers, any combination, loose laid | Glass Mat Roof Board 2.7 ft> | Adhesive ’
Min. 22 ga. type B, Grade 80 steel; ot o AT T ith
sc.120, | B ftspan, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA In:jlétiz;'saiten'ing ‘;Ta‘:;‘e'w' 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIPPVC| .
" | or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board ¢ . 2.0ft2 | Adhesive ’
oncrete: Note 2
concrete
in. . Min 0.625-inch SECUROCK
Min. 22 ga., type B, Grade 33 steel | \ . 4 1 thick one or more i 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(C|
SC-121. | or min. 2,500 psi structural S .+ | Gypsum-Fiber Roof Board or | Note 2 ) . -45.0*
layers, any combination, loose laid ' . 4.0 ft Adhesive
concrete min. 0.5-inch EcoStorm VSH
in. 22 ga. B . .
sc-122 c,\)/:mmin Zgzé(t)ypsei st’r(:;jrealﬁ steel (Optional) One or more layers Min. 2-inch InsulBase or Note 2 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC 45,0
’ concre.te’ P P v SecurShield 4.0 ft> | Adhesive ’
Min. 22 ga., type B, Grade 33 steel | \ . 4 ¢ i shick one ormore | Min 0-5-inch SECUROCK 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(C|
SC-123. | or min. 2,500 psi structural h . Gypsum-Fiber Roof Board or | Note 2 2 . -45.0%*
layers, any combination, loose laid 3.2 ft Adhesive
concrete EcoStorm VSH
Min. 22 ga., type B, Grade 33 steel
SC-124. | or min. 2,500 psi structural (Optional) One or more layers Min. 2-inch SecurShield Note 2 ! perz Sure F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC -45.0*
concrete 3.2 ft Adhesive
Min. 22 ga., type B, Grade 33 steel | Min. 1.0-inch InsulBase, Min. 0.25-inch DensDeck
1 -Flex PVC -Flex PVC FRS / CAV-GRIP PVC
SC-125. | or min. 2,500 psi structural SecurShield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch Note 2 ) gfetrz f—\Lcleeesi\?: or Sure-Flex s/ G -45.0%*
concrete or ACFoam Il DensDeck ProFast Prime '
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15) (psf)
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) ﬁ:::'; i
Mln..22 £a. type: B, Grade 33 steel Min. 1.5-inch thick, one or more Min 0.25-|.nch SECUROCK 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC N
SC-126. | or min. 2,500 psi structural o . Gypsum-Fiber Roof Board or | Note 2 2 . -45.0
layers, any combination, loose laid . . 2.0 ft Adhesive
concrete min. 0.5-inch EcoStorm VSH
127 x’;iizzgas‘(’);yp; ?trﬁgij;fa' steel (Optional) One or more layers Min. 1-inch InsulBase, Note 2 Lper | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| .
’ T P P v SecurShield 2.0ft> | Adhesive ’
concrete
Min. 22 ga., type B, Grade 33 steel; . .
" Min. 0.25-inch DensDeck Steel: Carlisle InsulFast with
SC-128. 6t span, 12 H\.NH Teks 5, 67 o.c. Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate ! perz Sure—F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC -52.5
or min. 2,500 psi structural R . 1.8ft Adhesive
DensDeck ProFast Prime Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel;| . . . .
Min. 1.0-inch InsulBase, Min. 0.5-inch DensDeck
fi #12 HWH Tek ” 0.C. ! 1 -Flex PV -Flex PVC FR AV-GRIP PV
sc-129. | 8 ftspan. WH Teks 5, 870.C. | g urshield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch | Note 2 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-G Y 525
or min. 2,500 psi structural R 1.6 ft Adhesive
or ACFoam Il DensDeck ProFast Prime
concrete
Min. 22 ga., type B, Grade 33 steel; b (nsdlBst with Insulati
6 ft span, #12 HWH Teks 5, 6” o.c. | (Optional) One or more layers, any | Min. 2-inch InsulBase or eeL NsUkAst with Insulation 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
SC-130. h ; L . . Fastening Plate ) -60.0
or min. 2,500 psi structural combination, loose laid SecurShield . 2.0ft? | Adhesive
Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . . Y . 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
-131. h ) .2.0- 2 . -60.
SC-131 or min. 2,500 psi structural (Optional) One or more layers Min. 2.0-inch SecurShield Note 20%2 | Adhesive 60.0
concrete
Min. 22 ga., type B, Grade 33 steel;| . . .
Min. 1.5-inch InsulBase
f #12 HWH Tek " 0.C. ! Min. 0.5-inch S Shield HD 1 Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(|
sc-132, | Bftspan. WH Teks 5, 67 0.C. | g0 curshield, HP-N, HP-W, ENRGY 3 | V- 0-3inch Securshie Note 2 per | Jure-riex Pk or sure-riex / -60.0
or min. 2,500 psi structural Plus 1.8 ft Adhesive
or ACFoam Il
concrete
Min. 22 ga. type B, Grade 80 steel; Steel: Carlisle HP-X F ith
6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA teel: Carlisle HP-X Fastener wit 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
SC-133. K R . X Insulation Fastening Plate ) . -60.0
or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board c . 1.3ft Adhesive
oncrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel, . .
” Min. 0.5-inch DensDeck Steel: Carlisle InsulFast with
sC-134. 6 ft s'pan, #12 HWH Teks 5, 6” o.c. Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 1 perz Sure—F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| 675
or min. 2,500 psi structural . . 1.8 ft Adhesive
concrete DensDeck ProFast Prime Concrete: Note 2
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15) —[ )
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) ﬁ:::'; i
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . Min. 2.0-inch InsulBase, 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(|
SC-135. or min. 2,500 psi structural (Optional) One or more layers SecurShield Note 2 1.6 ft> | Adhesive 675
concrete
Min. 22 ga., type B, Grade 33 steel, . .
” Min. 0.5-inch DensDeck Steel: Carlisle InsulFast with
SC-136. 6ft span, #12 H\.NH Teks 5, 67 o.c. Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate ! perz Sure—F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC -75.0
or min. 2,500 psi structural R . 1.6 ft Adhesive
DensDeck ProFast Prime Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel;| . . . .
" Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK
SC-137. 6 ft s.pan, #12 HWH Teks 5, 6” o.c. SecurShield, HP-N, HP-W, ENRGY 3 | Gypsum-Fiber Roof Board or | Note 2 1 per2 Sure-F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| 825
or min. 2,500 psi structural 1.6 ft Adhesive
or ACFoam Il EcoStorm VSH
concrete
Min. 22 ga., type B, Grade 33 steel; Steel- Carlisle InsulFa@with
. . . eel: Carlisle InsulFast wi
SC.138. 6"ft span; t\A.IO (2) #12 H.WH Teks 5,| Min. 1.5-inch thl(.?k, o.ne or more . Min 0.5-inch EcoStorm VSH | Insulation Fastening Plate 1 per2 Sure-F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| 825
6” o.c. or min. 2,500 psi structural | layers, any combination, loose laid c . 1.0ft Adhesive
oncrete: Note 2
concrete
Min. 22 ga., type B, Grade 33steel;| . .
Min. 1.5-inch InsulBase,
ft t 2) #12 HWH Tek: ! Min. 0.5-inch S Shield HD 1 Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(|
sc-139, | O ftspan two (2) #L2HWHTeks 5,1 oo\ cpiolg Hpon, HP-, ENRGY 3 | MIn- 0-5-inch SecurShie Note 2 per | Jure-riex Pk or sure-rex / 1125
6” o.c. or min. 2,500 psi structural Plus 1.3 ft Adhesive
or ACFoam Il
concrete
Min. 22 ga., type B, Grade 80 steel; . . .
” (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with
SC-140. 6 ft span,. two (2) #1? Teks 5, 6 SecurShield, HP-N, HP-W, ENRGY 3 Min. 2 |r.1ch SecurShield HD Insulation Fastening Plate 1 per2 Sure: F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(| 1125
o.c. or min. 2,500 psi structural Composite . 1.3ft Adhesive
or ACFoam Il Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 33steel;| . R . .
Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK
2) #12 ! 1 - - -
SC-141. 6,,ft span, tv‘./o (2)# H,WH Teks 5, SecurShield, HP-N, HP-W, ENRGY 3 | Gypsum-Fiber Roof Board or | Note 2 perz Sure F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC -112.5
6” o.c. or min. 2,500 psi structural 1.0 ft Adhesive
or ACFoam Il EcoStorm VSH
concrete
Min. 22 ga., type B, Grade 80steel;| . .
Min. 1.5-inch InsulBase, . . Steel: Carlisle InsulFast with
SC-142. 6”ft span, tV\IIO (2) #12 H.WH Teks 5, SecurShield, HP-N, HP-W, ENRGY 3 Min. 0.5 |r.1ch SECUROCK Insulation Fastening Plate 1 per2 Sure F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| 1125
6” 0.c. or min. 2,500 psi structural Gypsum-Fiber Roof Board . 1.0 ft Adhesive
or ACFoam Il Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel; . . y
(Optional) Min. 1.5-inch InsulBase,
sc-143, | Bftspan, two (2) #12 HWHTeks 5,1 ¢ || cpiolg HpoN, HP-W, ENRGY 3 | Min. 2-inch SecurShield Note 2 Lper | Sure-Flex PVC or Sure-Flex PVC FRS/ CAV-GRIP PV, ¢
6” 0.c. or min. 2,500 psi structural 1.0 ft Adhesive
concrete or ACFoam Il
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 3, Note 13 (psf)
No (Note ote 13) Type Fastener (Note 2, Note 11) e
Min. 22 ga., type B, Grade 33 steel; . . . .
6 ft span, two (2) #12 HWH Teks 5, | Min. 1.5-inch thick, one or more | M 0-5-inch DensDeck Steel: Carlisle InsulFag witq 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(C|
SC-144. & in. 2500 osi structural | 1 bination. | laid Prime or min. 0.375-inch Insulation Fastening Plate 10f2 | Adhesi -127.5
0.C. or min. 2, psi structural | layers, any combination, loose lai DensDeck ProFast Prime Concrete: Note 2 p esive
concrete
Min. 22 ga., type B, Grade 80 steel; . . .
" (Optional) Min. 1-inch InsulBase, . . Steel: Carlisle InsulFast with
SC-145. 6 ft span,‘ two (2) #1? Teks 5, 6 Securshield, HP-N, HP-W, ENRGY 3 Min. 2—|r.1ch InsulBase or Insulation Fastening Plate 1 per Sure—F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(| 1275
o.c. or min. 2,500 psi structural SecurShield . 1.0 ft> | Adhesive
or ACFoam Il Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 80 steel; - WA .
. . . eel: Carlisle InsulFast wi
SC-146. 6"ft span; tV\.IO (2) #12 H.WH Teks 5,| Min. 1.5-inch thIC.k, o.ne or more . Min 0.5-inch EcoStorm VSH | Insulation Fastening Plate 1 per Sure-F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PV(| 135.0
6” 0.c. or min. 2,500 psi structural | layers, any combination, loose laid C . 1.0ft?2 | Adhesive
oncrete: Note 2
concrete
Min. 22 ga., type B, Grade 80 steel; . . .
" (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with
sc-147. 6 ft span,. two (2) #1? Teks 5, 6 SecurShield, HP-N, HP-W, ENRGY 3 Min. 2.5-|nch SecurShield HD Insulation Fastening Plate 1 per Sure-F.Iex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC| 150.0
o.c. or min. 2,500 psi structural Composite . 1.0ft> | Adhesive
or ACFoam Il Concrete: Note 2
concrete
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 steel . . . . . AccuTrac Plate
SC-148. | or min. 2,500 psi structural Min. 1'5. inch InSUIBa.SE' MR md_] pocurgeld Concrete: HD 14-10 Fastener, CD- L perz Sure-Flex PVC or Sure-Flex PVC FRS / HydroBond -45.0*
SecurShield, loose laid HD, SecurShield HD Plus ) A 2.9 ft
concrete 10 or HP Concrete Spike (1/4) with
AccuTrac Plate
Steel: Carlisle InsulFast with
Min. 22 ga., t B, Grade 33 steel
n | ga. ypej , Grage 33 stee Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield AccuTrac Plate 1 per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP / "
SC-149. | or min. 2,500 psi structural . k . Concrete: HD 14-10 Fastener, CD- 2 -45.0
SecurShield, loose laid HD, SecurShield HD Plus ) I 2.9 ft Low VOC PVC BA
concrete 10 or HP Concrete Spike (1/4) with
AccuTrac Plate
Min. 22 ga., type B, Grade 33 steel | Min. 1.5-inch InsulBase, . y . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-150. | or min. 2,500 psi structural Securshield, HP-N, HP-W, ENRGY 3 Z'L’; 0.5-inch SecurShield HD| \ . 41(';’:2 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
concrete or ACFoam Il ' Low VOC PVC BA
Min. 22 ga., t B, Grade 33 steel Min 0.5-inch DensDeck : i i
in } ga., yp@t , Grade stee Min. 1.5-inch thick, one or more !n |nc. ens e.c Steel ;arhsle InsyIFast with 1 per Sure-Flex PVC / Low VOC PVC BA or HydroBond
SC-151. | or min. 2,500 psi structural lavers. anv combination. loose laid Prime or min. 0.375-inch Insulation Fastening Plate 40f2 | WB -45.0*
concrete Yers, any ! DensDeck ProFast Prime Concrete: Note 2 '
in. 22 ga. B - - inL
Min cogay type' , Grade 33 steel Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC. "
SC-152. | or min. 2,500 psi structural Ny . Note 2 , | PVCBA or HydroBond WB or Sure-Flex KEE HP in -45.0
layers, any combination, loose laid | Glass Mat Roof Board 2.7 ft
concrete Low VOC PVC BA

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sure-Flex Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-002.B.R24 for FL14165-R27 (HVHZ)
Revision 24: 06/16/2026
Appendix 1, Page 38 of 100




TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 3, Note 13 sf
No (Note 3, Note 13) Type Fastener (Note 2, Note 11) Neta17 (psf)
Mln..22 ga., type: B, Grade 33 steel Min. 1.5-inch thick, one or more Min. 0.5-inch DEXcell FA 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC.
SC-153. | or min. 2,500 psi structural o . Note 2 , | PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0%*
layers, any combination, loose laid | Glass Mat Roof Board 4.0 ft
concrete Low VOC PVC BA
sc-154 ZI;iiZZgaS.(’)(t)ypg ?t’rﬁgijgl?’a steel Min. 1.5-inch thick, one or more Min. 0.4375-inch DEXcell Note 2 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE 45.0%
’ concrelte, P layers, any combination, loose laid | Cement Roof Board 4.0ft*> | HPin Low VOC PVC BA ’
Min. 22 ga. type B, Grade 80 steel; R Cariisle T Fast W
sc.15s. | 6 ftspan, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA Ins:létiz;'éaiten'ing fj;;‘e”"” 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC 250
" | or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board Concret@:Ndte 2 2.0ft2 | PVC BA or HydroBond WB ’
concrete <
Min. 22 ga. type B, Grade 80 steel; steel: Carlisle NI Fast ith
sc.156, | 6 ftspan, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.4375-inch DEXcell | o0 20 e Pate | Lper | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC 450
" | or min. 2,500 psi structural combination, loose laid Cement Roof Board . 2.0ft2 | PVCBA ’
Concrete: Note 2
concrete
Min. 1.5-inch thick, one or more Min 0.5-INGRSECURRCK Carlisle InsulFast with SecurFast 1 per
SC-157. | Min. 22 ga., type B, Grade 33 steel - S . Ultralight Coated Glass-Mat AriTe NSU/FaSL Wt Securras p Sure-Flex PVC / Low VOC PVC BA -45.0*
layers, any combination, loose laid Insulation Fastening Plate 4.0 ft?
Roof Board
Min. 22 ga., type B, Grade 33 steel Min. 1.5-inch thick. one o more Min 0.625-inch SECUROCK 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-158. | or min. 2,500 psi structural Ia e.rs 'an combin:ation loose laid Gypsum-Fiber Roof Board or | Note 2 4 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete ers, any ! min. 0.5-inch EcoStorm VSH ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel Min. 2-inch InsulBase 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-159. | or min. 2,500 psi structural (Optional) One or more layers Secmjrshield or SecurS’hieId Note 2 4 (')oftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel Min. 1.5-inch thick. one or more Min 0.5-inch DensDeck Steel: Carlisle InsulFast with 1 per
SC-160. | or min. 2,500 psi structural . S . Prime or min. 0.375-inch Insulation Fastening Plate P , | Sure-Flex KEE HP in Low VOC PVC BA -45.0*
layers, any combination, loose laid . . 3.2 ft
concrete DensDeck ProFast Prime Concrete: Note 2
Min. 22 ga., type B, Grade 33 steel Min. 1.5-inch thick. one or more Min 0.5-inch SECUROCK 1per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-161. | or min. 2,500 psi structural Ia e.rs .an combin;tion loose laid Gypsum-Fiber Roof Board or | Note 2 3 ;ftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete PR ! EcoStorm VSH ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-162. | or min. 2,500 psi structural (Optional) One or more layers Min. 2-inch SecurShield Note 2 3 2pft2 PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel | Min. 1.0-inch InsulBase, Min. 0.25-inch DensDeck 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-163. | or min. 2,500 psi structural SecurShield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch Note 2 ) (?ftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete or ACFoam Il DensDeck ProFast Prime ' Low VOC PVC BA
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15) Py
b Note 3, Note 13 (psf)
No (Note 3, Note 13) Type Fastener (Note 2, Note 11) e
Min. 22 ga., type B, Grade 33 steel Min. 1.5-inch thick. one or more Min 0.25-inch SECUROCK 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-164. | or min. 2,500 psi structural Ia e.rs .an combin’ation loose laid Gypsum-Fiber Roof Board or | Note 2 5 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete ers, any ! min. 0.5-inch EcoStorm VSH ’ Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel | Min. 1.0-inch InsulBase, . .
$C-165. | or min. 2,500 psi structural Securshield, HP-N, HP-W, ENRGY 3 Min. 0.5-inch HP Recovery Note 2 1 perZ Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE -45.0*
Board 2.0 ft HP / Low VOC PVC BA
concrete or ACFoam Il
Min. 22 ga., type B, Grade 33 steel . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-166. | or min. 2,500 psi structural (Optional) One or more layers Eﬂl\:;GlYS_’, :::?F}:Jz'a\lr'nl-lllp W, Note 2 zlg?trz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
concrete ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel | Min. 1.5-inch InsulBase, Min. 0.25-inch DensDeck
1 -Flex PV -Flex PVC FRS / A 12|
SC-167. | or min. 2,500 psi structural SecurShield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch Note 2 1 g?trz \SI\L/jarteer gzsedCBc,)Ar Sure-Flex PVC FRS / Aquabase 120 -45.0*
concrete or ACFoam Il DensDeck ProFast Prime '
Min. 22 ga. B |
Sc-168 ormmin Zgz(,)(t)ypsei st’ri:j;l?‘s stee (Optional) One or more layers Min. 1-inch InsulBase, Note 2 1 per Sure-Flex PVC or Sure-Flex PVC FRS / Low VOC PVC 45.0%
’ concre'te, P P 4 SecurShield 2.0ft> | BA or HydroBond WB ’
Min. 22 ga., t B, Grade 33 steel
. f't"S angl’lzyg(\emi Téises 6,,Soe: ' Min. 0.25-inch DensDeck | Steel: Carlisle InsulFast with Loer | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-169. or mi'; 2’ 500 psi structura’l " | Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 1 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -52.5
concre'te, P DensDeck ProFast Prime Concrete: Note 2 ' Low VOC PVC BA
Min. 22 ga., t B teel;
6 fltns anga#’lzy}’-)ll\eNI-’l $;i<:e5363”soe: ‘| Min. 1.0-inch InsulBase, Min. 0.5-inch DensDeck 1per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-170. or mi?] 2’ 500 psi structura’l " | SecurShield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch Note 2 1 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -52.5
concrelte, P or ACFoam I DensDeck ProFast Prime : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . . . Min. 0.4375-inch DEXcell 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
= . . 1.5- Note 2 -52.
SC171 or min. 2,500 psi structural Min. 1.5 ggauBase, Secigghield Cement Roof Board ot 1.8 ft> | HP in Low VOC PVC BA 525
concrete
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . Min. 1.5-inch StormBase 1 per .
SC-172. or min. 2,500 psi structural (Optional) One or more layers (plywood top) Note 2 19 Sure-Flex KEE HP in Low VOC PVC BA -52.5
concrete
Min. 22 ga., type B, Grade 33 steel; .
6fts ang #12y3WH Teks 5, 6” o.c. | (Optional) One or more layers, an Min. 2-inch InsulBase or Steel: InsulFast with Insulation 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-173. D o0 osi structural o A el Fastening Plate 5 o | PVCBAor HydroBond WB or Sure-Flex KEE HPin | -60.0
Scr‘r:‘rglrr;.te, psi structura combination, loose lai ecurShie Concrete: Note 2 . Low VOC PVC BA
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15) —[ )
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) ﬁ:::'; i
g/lfltns Zjng?;’ltzygsvz $;i(::3:,,sct)efl; 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-174. .p ’ . ! " | (Optional) One or more layers Min. 2.0-inch SecurShield Note 2 P , | PVCBA or HydroBond WB or Sure-Flex KEE HP in -60.0
or min. 2,500 psi structural 2.0 ft
Low VOC PVC BA
concrete
Min. 22 ga., type B, Grade 33 steel;
" 0.C. Min. 1.5-inch B. -Flex PV -Flex PVC FRS in H B
SC-175. 6 ft s.pan, #12 HWH Teks 5, 6” o.c (Optional) One or more layers in. 1.5-inch StormBase Note 2 1 per2 Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond -60.0
or min. 2,500 psi structural (plywood top) 1.9ft WB
concrete
gﬂ;:.szazng?#.;l;ygl\elvi (T;;ij‘;?’g’,,szece'; Min. 1.5-inch InsulBase, Min. 0.5-inch Securshicld HD Loer | Stre-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-176. or mirrJ1 2’ 500 psi structurall " | SecurShield, HP-N, HP-W, ENRGY 3 Plus. ’ Note 2 1 72 f2 PVC BA or HydroBond WB or Sure-Flex KEE HP in -60.0
T P or ACFoam I ’ Low VOC PVC BA
concrete
Min. 22 ga. type B, Grade 80 steel; steel: Carlisle HP-x r &b ith
SC177 6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA Injjlétici:;aiten_ing ;73::”“” 1per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC 60.0
" | or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board c . 1.3 ft*> | PVCBA or HydroBond WB ’
oncrete: Note 2
concrete
Min. 22 ga. type B, Grade 80 steel; steel: Carlisle HP-X Fast ith
6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.4375-inch DEXcell eel: -arisie iF-a rastener wi 1 per | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-178. K . o X Insulation Fastening Plate ) -60.0
or min. 2,500 psi structural combination, loose laid Cement Roof Board c . 1.3ft PVC BA
oncrete: Note 2
concrete
Min. 22 ga., type B, Grade 33 steel;| . R . .
sc.170. | & ftspan, #12 HWH Teks 5, 6” o.c. S'Y:Cr:é‘:i::’;hl_:gsﬁm:se\;v T gﬂlnégi_lFTEZrS:gng;)ZEd or | Note 2 Lper | Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond |
" | or min. 2,500 psi structural PN ' . 1.6t2 | WB or Sure-Flex KEE HP in Low VOC PVC BA :
or ACFoam Il EcoStorm VSH
concrete
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . Min. 2.0-inch HP-N, HP-W, 1 per Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond
SC-180- | 1 min. 2,500 psi structural (Optiongnc Qggore lavery ENRGY 3 or ACFoam Il Note 2 16ft2 | WB -60.0
concrete
Min. 22 ga., t B, Grade 33 steel
6 f'tns anglizymvﬁ Téis‘; 6,,50ece ' Min. 0.5-inch DensDeck Steel: Carlisle InsulFast with Loer | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-181. or mirr)1 2’ 500 psi structurall " | Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 1 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -67.5
T P DensDeck ProFast Prime Concrete: Note 2 ' Low VOC PVC BA
concrete
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. . Min. 1.5-inch StormBase 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
-182. ! ! t | | Note 2 ¢ -67.
SC-18 or min. 2,500 psi structural (Optional) One or more layers (plywood top) ote 1.9ft2 | HP/ Low VOC PVC BA 675
concrete
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15) Py
b Note 3, Note 13 (psf)
No (Note ote 13) Type Fastener (Note 2, Note 11) e
Min. 22 ga., type B, Grade 33 steel; . .
Min. 2.0-inch InsulBase
fi #12 HWH Tek: ” 0.C. . ! Sure-Flex PVC or Sure-Flex PVC FRS / Low VOC PVC
SC-183. 2:;}’:;’ 500 osi stru(cetjrill 67 0.c (Optional) One or more layers SecurShield, HP-N, HP-W, Note 2 115:2 B:re - or sure-Hex / Low -67.5
- £200P ENRGY 3 or ACFoam Il :
concrete
gﬂf'tns Zazngiitzyﬁsﬁi ?;i‘:‘;sg’,,szefl’ Min. 0.5-inch DensDeck Steel: Carlisle InsulFast with Loer | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-184. or mirr: 2’ 500 osi structurall " | Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 1 prtz PVC BA or HydroBond WB or Sure-Flex KEE HP in -75.0
concre.te' P DensDeck ProFast Prime Concrete: Note 2 ' Low VOC PVC BA
Min. 22 ga., type B, Grade 33 steel;| . . . .
" Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK
sc-1gs, | Bftspan #12HWHTeks 5, 6% o.c. | oo\ cpiolg HP-N, HP-W, ENRGY 3 | Gypsum-Fiber Roof Board or | Note 2 Lper | Sure-Flex PVCor Sure-Flex KEE HP /Low VOCPVC | g,
or min. 2,500 psi structural 1.6ft BA
or ACFoam Il EcoStorm VSH
concrete
Min. 22 ga., t B, Grade 33 steel;
6 fltns anga#’12y:l\eN|-; T;isz 6,,Soe: ' Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK Steel: Carlisle InsulFast with 1 per
SC-186. or mi?] 2’ 500 psi Structura’l " | SecurShield, HP-N, HP-W, ENRGY 3 | Gypsum-Fiber Roof Board or | Insulation Fastening Plate 1 (?ftz Sure-Flex KEE HP in Low VOC PVC BA -82.5
S0P or ACFoam Il EcoStorm VSH Concrete: Note 2 ’
concrete
Min. 22 ga., type B, Grade 33 . .
Min. 1.5-inch InsulBase,
steel; 6 ft span, two (2) #12 HWH . ! Min. 0.5-inch SecurShield HD 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
SRy Teks 5, 6” o.c. or min. 2,500 psi Z?Tgig;er:’d”HP N, HP-W, ENRGY 3 Plus yote 2 1.3ft2 | HP/ Low VOC PVC BA 1125
structural concrete
Min. 22 ga., type B, Grade 80 . . .
) (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with
SC-188. steel; 6 ft span., two (2) #1.2 Teks Securshield, HP-N, HP-W, ENRGY 3 Min. 2—|r.1ch SecurShield HD Insulation Fastening Plate 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE 1125
5, 6” 0.c. or min. 2,500 psi Composite . 1.3ft2 | HP / Low VOC PVC BA
or ACFoam Il Concrete: Note 2
structural concrete
Min. 22 ga., type B, Grade 33 . R . .
Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK
; 2) #12 ! 1 - - EE L
SC-189. steel; 6 ftspan, two. (2)# HV\_/H SecurShield, HP-N, HP-W, ENRGY 3 | Gypsum-Fiber Roof Board or | Note 2 perz Sure-Flex PVC or Sure-Flex KEE HP / Low VOC PVC -112.5
Teks 5, 6” o.c. or min. 2,500 psi 1.0 ft BA
or ACFoam Il EcoStorm VSH
structural concrete
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase, Min 0.5-inch SECUROCK Carlisle InsulFast with SecurFast 1 per
SC-190. | steel; 6 ft span, two (2) #12 HWH | SecurShield, HP-N, HP-W, ENRGY 3 | Ultralight Coated Glass-Mat | /o ¢ ou rast with securras p Sure-Flex PVC / Low VOC PVC BA -112.5
Insulation Fastening Plate 1.0 ft?
Teks 5, 6” o.c. or ACFoam |l Roof Board
Min. 22 ga., type B, Grade 80steel;| . .
Min. 1.5-inch InsulBase, . . Steel: Carlisle InsulFast with
SC-191. 6 ft span, tVYO (2) #12 H.WH Teks 5, Securshield, HP-N, HP-W, ENRGY 3 Min. O.5—|r.1ch SECUROCK Insulation Fastening Plate 1per | Sure-Flex PVC or Sure-Flex KEE HP / Low VOC PVC 1125
6” o.c. or min. 2,500 psi structural Gypsum-Fiber Roof Board . 1.0ft2 | BA
concrete or ACFoam Il Concrete: Note 2

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Sure-Flex Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-CRL-002.B.R24 for FL14165-R27 (HVHZ)
Revision 24: 06/16/2026
Appendix 1, Page 42 of 100




TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15) Py
b Note 3, Note 13 sf
No (Note 3, Note 13) Type Fastener (Note 2, Note 11) ot 17 (psf)
Min. 22 ga., type B, Grade 33 . . .
(Optional) Min. 1.5-inch InsulBase,
I; 6f 2) #12 HWH Sure-Flex PVC or Sure-Flex KEE HP / Low VOC PVC
sc-10, | steel; 6 ftspan, two (2) " | securShield, HP-N, HP-W, ENRGY 3 | Min. 2-inch SecurShield Note 2 Q| SUREIY- O Sure-Flex /Low 1125
Teks 5, 6” o.c. or min. 2,500 psi 1.0 ft BA
or ACFoam Il
structural concrete
gﬂf'tns Zazng?\;vzy?ze) i’lgr:\‘if:?es:::"' Min. 1.5.inch thick. one or more | Min 0-5-inch DensDeck Steel: Carlisle InsulFast with Loer | Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-193. 6o f or, min. 2.500 psi structurall Ia e'rs 'an combin,ation loose laid Prime or min. 0.375-inch Insulation Fastening Plate 1 (?ftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -127.5
con(ére.zte o P yers, any ! DensDeck ProFast Prime Concrete: Note 2 ' Low VOC PVC BA
Min. 22 ga., type B, Grade 80 steel; . . .
" (Optional) Min. 1-inch InsulBase, . . Steel: Carlisle InsulFast with
sc-194. 6 ft span,. two (2) #1? Teks 5, 6 SecurShield, HP-N, HP-W, ENRGY 3 Min. 2-|r.1ch InsulBase or Insulation Fastening Plate 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE 1275
0.c. or min. 2,500 psi structural SecurShield . 1.0ft2 | HP/ Low VOC PVC BA
or ACFoam Il Concrete: Note 2
concrete
Min. 22 ga., type B, Grade 80 steel; . . .
" (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with
SC-195. 6 ft span,. two (2) #1? Teks 5, 6 SecurShield, HP-N, HP-W, ENRGY 3 Min. 2.5-|nch SecurShield HD Insulation Fastening Plate 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE 150.0
o.c. or min. 2,500 psi structural Composite . 1.0ft> | HP / Low VOC PVC BA
or ACFoam Il Concrete: Note 2
concrete
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
) ) ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-196 Mln..222ga56ct)yp9j Bt’ Gr:de |33 steel Min. 1.5-inch thick, one or more 2/I|n 0.5—|nch D;r;s;;e.ck h Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
’ :;r:]zlrr;.te, psistructura layers, any combination, loose laid Dzrr?si)z::l:nl;:éFe;st Prli:ﬁce 2.0 ft2 | Flexible FAST or Flexible FAST DT (RIBBON, :
12-inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B teel ,
sC-197 ormmin zgaséoyp; st’rﬁéfjrzﬁa stee (Optional) One or more layers Min. 1-inch InsulBase or Note 2 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
I s P P v SecurShield 2.0ft2 | Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$c-198 c,\)/llaiizzgza(t)ypsei th’r(:;jrealﬁ steel (Optional) One or more layers Min. 2-inch InsulBase or Note 2 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
I s P P & SecurShield 4.0ft2 | Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
Min. 22 ga.. tvoe B. Grade 33 steel i‘ee'%car';'e InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc-199. | or rr;in ZgSBprsi st’ructural Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield Cccu r:c_ HaDteM 10 Fast . 1per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0*
| conerets. P SecurShield, loose laid HD, SecurShield HD Plus o Conerete Spii‘?% with| 292 | Flexible FAST or Flexible FAST DT (FULL) or :
AccuTrac Plate HydroBond WB
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15) Py
b Note 3, Note 13 (psf)
No (Note ote 13) Type Fastener (Note 2, Note 11) e
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 steel | Min. 1.5-inch InsulBase, . . . .
R . . Min. 0.5-inch SecurShield HD 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / "
5¢-200. ‘C’;r::'rr;'tz’soo psi structural Z‘:Téi‘g;er:qdilHP'N’ HP-W, ENRGY 3 | b1 s or Ecostorm VSH Note 2 4.0t | Flexible FAST or Flexible FAST DT (FULL) or 450
HydroBond WB
Min. 22 ga., type B, Grade 33 steel | Min. 1.0-inch InsulBase, Min. 0.25-inch DensDeck 1 per |S=:::r:;ZE:gzng;ifge::fEEEUJE—;I::CZ\/BE\E?/
SC-201. | or min. 2,500 psi structural SecurShield, HP-N, HP-W, ENRGY 3 | Prime or min. 0.375-inch Note 2 5 gftz Flexible FAST or Flexible FAST DT (FULL) or -45.0*
concrete or ACFoam Il DensDeck ProFast Prime ’
HydroBond WB
Min. 22 ga., type B, Grade 33 steel . . . Min 0.5-inch DensDeck Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R R Min. 1.5-inch thick, one or more X . R . . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-202. | or min. 2,500 psi structural L . Prime or min. 0.375-inch Insulation Fastening Plate X X -45.0*
layers, any combination, loose laid R . 4.0 ft2 | Flexible FAST or Flexible FAST DT (FULL) or
concrete DensDeck ProFast Prime Concrete: Note 2
HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga. B | ’
$C-203 ormmin Zgas(,)(t)ypsei st’r(j:jrz?E; stee Min. 1.5-inch thick, one or more Min. 0.25-inch DEXcell FA Note 2 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
’ concre.te' P layers, any combination, loose laid | Glass Mat Roof Board 2.7 ft*> | Flexible FAST or Flexible FAST DT (FULL) or ’
HydroBond WB
) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-204 glaiizzg?(’)(;ypg th’££?32|33 steel Min. 1.5-inch thick, one or more Min. 0.5-inch DEXcell FA Note 2 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
’ concre'te, P layers, any combination, loose laid | Glass Mat Roof Board 4.0ft> | Flexible FAST or Flexible FAST DT (FULL) or ’
HydroBond WB
Min. 22 ga., type B, Grade 33 steel | . . ) ) . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$C-205. | or min. 2,500 psi structural :\:'Zr 512 nmccif:éc.ﬁa 32‘; OIL(';"S?EI g gﬂégeiﬁg f”écohazfxce" Note 2 41 g?trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0%
concrete vers, any g : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga. type B, Grade 80 steel; Steel: Carlisle HP-X Fast ith Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-206 6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA In:jlét;;';;ten}ng ﬁaigerw' 1 per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 450
| or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board Concrete: Note 2 2.0ft*> | Flexible FAST or Flexible FAST DT (FULL) or ’
concrete ' HydroBond WB
Min. 22 ga. type B teel;
In. 22 ga. type B, Grade 80 steel; . . Steel: Carlisle HP-X Fastener with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.4375-inch DEXcell : . 1 per
5C-207. or min. 2,500 psi structural combination, loose laid Cement Roof Board Insulation Fastening Plate 2.0 ft? FleeceBACK or Sure-Flex KEE HP FleeceBACK / 450
concrete. P ’ Concrete: Note 2 : Flexible FAST or Flexible FAST DT (FULL)
in. 22 ga. B . . . . . - B. § -
Min ' ga., type' , Grade 33 steel Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
SC-208. | or min. 2,500 psi structural lavers. anv combination. loose laid | Gvosum-Fiber Roof Board Note 2 20f2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0
concrete Yers, any g P : Flexible FAST or Flexible FAST DT (FULL)
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15) —[ )
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) ﬁ:::'; i
) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$C-209 gl:q.iizzgaslc’)éyps i’ﬁ;ﬁj;fs steel Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 145.0*
’ T P layers, any combination, loose laid | Gypsum-Fiber Roof Board 3.2 ft> | Flexible FAST or Flexible FAST DT (FULL) or ’
concrete
HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., t B, Grade 33 steel . . ’
10, | ar it B YRS o e 7 ¥ | Min. 1.5-inch thick, one or more | Min 0.625-inch SECUROCK | 1per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0¢
’ | P layers, any combination, loose laid | Gypsum-Fiber Roof Board 4.0ft> | Flexible FAST or Flexible FAST DT (FULL) or ’
concrete
HydroBond WB
Min. 22 ga., type B, Grade 33 steel; . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 0.25-inch DensDeck : i i
6 ft span, #12 HWH Teks 5, 6” o.c. . . . !n |r.1c ens K ec Steel: (.:ar“SIE InSl.JIFaSt . & 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-211. ) - Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 2 ) . -52.5
or min. 2,500 psi structural R 1.8 ft Flexible FAST or Flexible FAST DT (FULL) or
DensDeck ProFast Prime Concrete: Note 2
concrete HydroBond WB
Min. 22 ga., type B, Grade 33 steel; . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 0.5-inch DensDeck
6 ft span, #12 HWH Teks 5, 6” o.c. . . . . . X 1per | FleeceBACK or Sure-Flex KEE HP FleeceBACK /
- . N . ! Min. 1.5-inch | IBase, hield| P . 0.375-inch N 2 . . -52.
SC-212 or min. 2,500 psi structural in. 1.5-inch InsulBase, Securshield| Prime or min 3 |.nc ote 1.6 ft> | Flexible FAST or Flexible FAST DT (FULL) or 525
DensDeck ProFast Prime
concrete HydroBond WB
Min. 22 ga., type B, Grade 33 steel;
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
ft #12 HWH Tek " 0.C. Min. 0.4375-inch DEXcell 1 ,
SC-213. gr msir:]ar;, 500 psi struitljrz’l 67 o.c Min. 1.5-inch InsulBase, SecurShield Celrr:went Roof”l;coard £° Note 2 1 8p<fetr2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -52.5
e P ' Flexible FAST or Flexible FAST DT (FULL)
concrete
Min. 22 ga., type B, Grade 33 steel; . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
” . . . Steel: InsulFast with Insulation
sc-214 6 ft span, #12 HWH Teks 5, 6” o.c. | (Optional) One or more layers, any | Min. 2-inch InsulBase or Fastening Plate 1per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
" | or min. 2,500 psi structural combination, loose laid SecurShield Concrete: Note 2 2.0 ft? | Flexible FAST or Flexible FAST DT (FULL) or ’
concrete ’ HydroBond WB
Min. 22 ga., type B, Grade 33 steel; Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, #12 HWH Teks 5, 6” o.c. . : / . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC215 1 min. 2,500 psi structural (Optional) One or more layers Min. 2.0-inch SecurShield | Note 2 2.0ft2 | Flexible FAST or Flexible FAST DT (FULL) or -60.0
concrete HydroBond WB
Min. 22 ga., type B, Grade 33 steel,| Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield HD 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-216. | 6 ft span, #12 HWH Teks 5, 6” o.c. | SecurShield, HP-N, HP-W, ENRGY 3 PIusA ! Note 2 1 7’; e FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
or structural concrete or ACFoam Il ' Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga. type B, Grade 80 steel; steel: Carlisle HP-X Fast ith Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sC-217 6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.5-inch DEXcell FA Insjl.—;mtizrrmlsaiten_ing i?aizerw' 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 60.0
" | or min. 2,500 psi structural combination, loose laid Glass Mat Roof Board Concrete: Note 2 1.3 ft> | Flexible FAST or Flexible FAST DT (FULL) or ’
concrete ‘ HydroBond WB
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15
No. st (Note 3, Note 13) Type Fastener (Note 2, Note 11) ﬁ:::'; bl (psf)
Min. 22 ga. type B, Grade 80,,Stee“ . . Steel: Carlisle HP-X Fastener with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, #12 HWH Teks 5, 6” o.c. | One or more layers, any Min. 0.4375-inch DEXcell ; ) 1 per
SC-218. or min. 2,500 psi structural combination, loose laid Cement Roof Board Insulation Fastening g 1.3 ft? FlecQBgP or Sure-Flex KEE HP FleeceBACK / -60.0
i p 4 Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
concrete
Steel: Carlisle InsulFast with
. SecurFast Insulation Fastening
Min. 22 ga., type B, Grade 33steel,| . . . . Plate Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, two (2) #12 HWH Teks 5, | Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK 1 per
SC-219. 6” o.c. oF min. 2.500 psi structural | lavers. any combination. loose laid | Gvosum-Fiber Roof Board Concrete: HD 14-10 Fastener, CD- 102 FleeceBACK or Sure-Flex KEE HP FleeceBACK / FAST| -60.0
< EoT0P yers, any ' vp 10 or HP Concrete Spike (1/4) with| DT Flexible FAST or Flexible FAST DT (FULL)
concrete SecurFast Insulation Fastening
Plate
Min. 22 ga., type B, Grade 33 steel; Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, #12 HWH Teks 5, 6” o.c. . . . Min. 0.5-inch SECUROCK 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
5¢-220. or min. 2,500 psi structural Min. 1.5-inch InsulBase, SecurShield Gypsum-Fiber Roof Board Note 2 1.6 ft> | Flexible FAST or Flexible FAST DT (FULL) or 600
concrete HydroBond WB
'E\S/Ifltns Zjngilltzymvz $;i‘::3:"5;e:|i Min. 2.0-inch InsulBase 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-221. or mi’:1 2’ 500 psi structurall " | (Optional) One or more layers Sectirs'hield ! Note 2 1 gftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
T P ' Flexible FAST or Flexible FAST DT (FULL)
concrete
Min. 22 ga., type B, Grade 33 steel, Min. 0.5-inch DensDeck L. cel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft span, #12 HWH Teks 5, 6” o.c. . . . . . K eer .ar sl nSl.J astwi 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-222. ; - Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 2 ) ) -67.5
or min. 2,500 psi structural . . 1.8 ft Flexible FAST or Flexible FAST DT (FULL) or
DensDeck ProFast Prime Concrete: Note 2
concrete HydroBond WB
Min. 22 ga., t B teel
. f'tns angl’lzymw’ %i‘:es?’gfoe: ' Min. 0.5-inch DensDeck Steel: Carlisle InsulFast with Loer | Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-223. or mi?] 2’ 500 psi structura’l " | Min. 1.5-inch InsulBase, SecurShield| Prime or min. 0.375-inch Insulation Fastening Plate 1 gftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -75.0
T P DensDeck ProFast Prime Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
concrete
Min. 22 ga., type B, Grade 33 steel;
6 ft span, #12 HWH Teks 5, 6” o.c. | Min. 1.5-inch thick, one or more Min. 1.5-inch StormBase 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
S or min. 2,500 psi structural layers, any combination, loose laid | (plywood top) Note 2 1.9 ft? FleeceBACK or Sure-Flex KEE HP FleeceBACK / 75.0
4200 p vers, any ' ply P : Flexible FAST or Flexible FAST DT (FULL)
concrete
in. 22 ga. B : Carli i - BACK, -
Min ga., type B, Grade 33”Stee|, . ) . Min. 0.5-inch SECUROCK Steel (?arhsle Inst'JIFast with 1per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-225. | 6 ft span, #12 HWH Teks 5, 6” o.c. | Min. 1.5-inch InsulBase, SecurShield Gyosum-Fiber Roof Board Insulation Fastening Plate 1.6 ft2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
or min. 2,500 psi concrete s Concrete: Note 2 ' Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 steel, Min. 1.5-inch thick. one or more 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-226. | 6 ft span, #12 HWH Teks 5, 6” o.c. T - . Min 15/32-inch plywood Note 2 P , | FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
K X layers, any combination, loose laid 1.9 ft
or min. 2,500 psi concrete Aqua Base 120 BA
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TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO| etc.

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1) Attach Roof Cover (Note 15) Py
b Note 3, Note 13 sf
No (Note 3, Note 13) Type Fastener (Note 2, Note 11) Neta17 (psf)
Min. 22 ga., type B, Grade 33 steel;
. . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-227. Esi"ftos:a;r, ;\AII: (22)52%)2 I:i\As/tl-rluz?cEiasl, (soesltjlrc:;?g(;v“n‘ 1.5-inch InsulBase, Min. 2-inch SecurShield Note 2 llop‘:trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
concrete P : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 steel,| Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield HD 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-228. | 6 ft span, #12 HWH Teks 5, 6” o.c. | SecurShield, HP-N, HP-W, ENRGY 3 Plus.or. EcoStorm VSH Note 2 1 3pft2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
or structural concrete or ACFoam Il ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., t B, Grade 80 steel;
6 fltns angi\;‘loy?;) #’12%;5 5 (s;"ee ’| (Optional) Min. 1-inch InsulBase, Min. 2-inch SecurShield HD Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-229. oc opr m’in 5 500 bsi structu’ral SecurShield, HP-N, HP-W, ENRGY 3 Com. osite Insulation Fastening Plate 1 :ftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
N P or ACFoam II P Concrete: Note 2 : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 80 steel;
. . Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
6 ft t 2) #12 HWH Teks 5 Min. 0.5-inch SECUROCK K X 1 ’
SC-230. 6 ossa:r’ m“ilrc': (2 )500 si strucl:uial’ Min. 1.5-inch InsulBase, SecurShield G msum—::?;ersRoof Bo(;rd Insulation Fastening Plate 1 g?trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
o P P Concrete: Note 2 : Flexible FAST or Flexible FAST DT (FULL)
g/lfltns Zjngi;vzy?;) illjr:\(j;HaieSI::gl; Min. 1.5-inch thick, one or more RAIYY">-inch DigeRissk Sicenamnle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-231. & o : or, min. 2.500 osi structurall Ia e.rs .an combin;tion loose laid Prime or min. 0.375-inch Insulation Fastening Plate 1 Opftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -127.5
com;rt.ate T P Yers, any ! DensDeck ProFast Prime Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., t B, Grade 80 steel; . R .
6 fltns anga:cwoy:);) #12?el?s 5 ;"ee (Optional) Min. 1-inch InsulBase, Min. 2-inch InsulBase or Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-232. oc opr m,in 2500 psi structu,ral SecurShield, HP-N, HP-W, ENRGY 3 SeCL;rShield Insulation Fastening Plate 1 Opftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -127.5
cér;crete B P or ACFoam Il Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33
- B, -
steel; 6 ft span, two (2) #12 HWH | Min. 1.5-inch thick, one or more Min. 1.5-inch StormBase 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
5C-233. Teks 5, 6” o.c. or min. 2,500 psi layers, any combination, loose laid | (plywood top) Note 2 1.0 ft? FleeceBACK or Sure-Flex KEE HP FleeceBACK / -135.0
o P Yers, a8 ' P P : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 steel, ) p ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
2- D
SC-234. | 6 ft span, #12 HWH Teks 5, 6” o.c. f;gpmté?gzt'?oc;nfozrsgzﬁ layers, any ('\:/(')':q o':s; Securshield HD | \ 1o 5 11 g ftrz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -135.0
or min. 2,500 psi concrete ’ P ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
; 2) #12 i in. 2-i i D 1 ’
sc-235. | Steel; 6 ftspan, two (2) #12 HWH | (Optional) One or more fayers, any | Min. 2-inch SecurShield HD | \ Per | FleeceBACK or Sure-Flex KEE HP FleeceBACK / -150.0
Teks 5, 6” o.c. or min. 2,500 psi combination, loose laid Composite 1.0 ft R
structural concrete Flexible FAST DT (FULL)
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NEmoO| etc.
TABLE 2€: STEEL oR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MDP
Deck (Note 1 Roof Cover (Note 15 (psf)
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) @z:::';) (Hote13) i
's\fllgr;-zszfgtas” glp(:vl\?;?;?:ifgeks (Optional) Min. 1-inch InsulBase, Min. 2.5-inch SecurShield HD Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-236. 5 6”,0 c o:)mi; 5 500 psi SecurShield, HP-N, HP-W, ENRGY 3 Corr; c;site Insulation Fastening Plate 1 Opftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -150.0
’ o T P or ACFoam Il P Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
structural concrete
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 (Optional) One or more layers, an Insulation Fastening Plate or 1 per
SC-237. | steel or min. 2,500 psi structural P o . Yers, any Min. 2.0-inch InsulBase RL SecurFast Insulation Fastening P , | Sure-Flex FleeceBACK RL -45.0%*
combination, loose laid Pl 4.0 ft
concrete ate
Concrete: Note 2
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . . . . . Insulation Fastening Plate or
SC-238. | steel or min. 2,500 psi structural Min., 1'? inch InsuIB:.ase, Min. 0.5-inch SecurSgld HD SecurFast Insulation Fastening . per2 Sure-Flex FleeceBACK RL -45.0*
SecurShield, loose-laid RL Plat 2.0 ft
concrete ate
Concrete: Note 2
Min. 22 ga., type B, Grade 33 ISteellztC.arIi;,IetInsx‘JIFa;lt \;vith
. . nsulation Fastening Plate or
sc-239. | Steeli 6 ftspan, #12 HWH Teks 5, | (Optional) One or more layers, any |\ i 5 o inch insulBase RL | SecurFast Insulation Fastening LPer | o\ re-Flex FleeceBACK RL 75.0
6” o.c. or min. 2,500 psi structural | combination, loose laid Plate 1.6 ft
concrete Concrete: Note 2
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TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO| etc.

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER
System i Attachment MDP
g Deck (Note 1) e SmlEnTe? = Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Density / Pattern (psf)
RHINOBOND SYSTEMS:
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 22 ga., t B, Grade 80 | Min. 1.5-inch thick 1 per 8.0 ft?
SC-240. sttler;I ga., type B, Lrade I ":ers anmccomtl)cin’a(t)ir;i O MOT€ | bH3 and RhinoBond Plate-PVC or E . 17 welded with RhinoBond tool per manufacturer’s| -45.0*
yers, any RhinoBond Treadsafe Plate-PVC (Mg 17 instructions
Min. 22 ga., type B, Grade 33 Min. 1-inch thick. one or more HP-X Fastener or Dekfast DF-#15- 1 per 5.3 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
SC-241. | steel; 6 ft span, #12 HWH Teks ’ T PH3 with RhinoBond Plate-PVC or (6 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -45.0
" layers, any combination. Note A. R i . .
5,6” o.c. RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1- 29; Note B | instructions
Min. 22 ga., type B, Grade 33 : ) ) HP-X Fastener or Dekfast DF-#15- 2 Sure-Flex PVC (min. 60-mil) or Sure-Flex KEE HP
steel, 7 ft span, HILTI X-HSN Min. 1-inch thick, one or more . K 1 per 4.0 ft R . . . .
SC-242. " . - PH3 with RhinoBond Plate-PVC or X (min. 60-mil) induction welded with RhinoBond -52.5
24, 6" o.c. Side laps HILTI S- layers, any combination. Note C. RhinoBond Treadsafe Plate-PVC (2x 2 ftgrid pattern) tool per manufacturer’s instructions
SLC 01 M HWH, 24” o.c. P
Min. 22 ga., type B,"Grade 3 . ) . HP-X Fastener or Dekfast DF-#15- ) Sure-Flex PVC (min. 60-mil) or Sure-Flex KEE HP
steel, 7 ft span, 5/8” puddle Min. 1-inch thick, one or more . X 1 per 4.0 ft K o . . .
SC-243. ” . - PH3 with RhinoBond Plate-PVC or . (min. 60-mil) induction welded with RhinoBond -52.5
welds, 6" o.c. Side laps ITW layers, any combination. Note C. RhinoBond Treadsafe Plate-PVC (2x 2 ftgrid pattern) tool per manufacturer’s instructions
HWH #12 Teks 1, 24” o.c. P
Min. 22 ga., type B, Grade 33 Min. 1-inch thick. one or more HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
SC-244. | steel; 6 ft span, #12 HWH Teks ) - PH3 with RhinoBond Plate-PVC or (8 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -52.5
" layers, any combination. Note A. . R . R
5,6” o.c. RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1- 29; Note B | instructions
Min. 22 ga., type B, Grade 40 R . . HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 1.5-inch thick, 1 per 4.0 ft?
SC-245. | steel; 6 ft span; 5/8” puddle la Ir:ers ar:nccomtl)cin’a?ir;i or more PH3 with RhinoBond Plate-PVC or %2 fF: id patt welded with RhinoBond tool per manufacturer’s -52.5
welds 6” o.c. Yers, any ' RhinoBond Treadsafe Plate-PVC (2x grid pattern) instructions
Min. 22 ga., type B, Grade 33 . . . HP-X Fastener or Dekfast DF-#15- 1 per 3.2 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 1.5-inch thick, one or more . . . ,
SC-246. | steel; 6 ft span; #12 HWH Teks S PH3 and RhinoBond Plate-PVC or (10 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -52.5
" layers, any combination. Note C. K | . R
5,6” o.c. — | RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29 instructions
Min. 22 ga., type B, Grade 80 Min. 1-inch thick one or more HP-X Fastener or Dekfast DF-#15- 1 per 4.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
SC-247. | steel; 6 ft span, #12 HWH Teks ’ - PH3 with RhinoBond Plate-PVC or (8 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -60.0
" layers, any combination. Note A. R A . .
5,6” o.c. RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1- 29; Note B | instructions
Min. 22 ga., type B, Grade 33 . . . HP-Xtra Fastener with RhinoBond 1 per 4.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 1.5-inch thick, one or more R . . ,
SC-248. | steel; 6 ft span, #12 HWH Teks B . Plate-PVC or RhinoBond Treadsafe (8 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -67.5
" layers, any combination. Note A. ) . R
5,6” o.c. — | Plate-PVC 2 x 2 ft grid pattern instructions
Min. 22 ga., type B, Grade 33 R . \ HP-X Fastener or Dekfast DF-#15- 1 per 2.7 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 1.5-inch thick, one or more . . . ,
SC-249. | steel; 6 ft span; #12 HWH Teks A PH3 and RhinoBond Plate-PVC or (12 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -67.5
" layers, any combination. Note C. ; ) . .
5,6” o.c. RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29 instructions
Min. 22 ga., type B, Grade 33 . . . HP-X Fastener or Dekfast DF-#15- 1 per 2.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 1.5-inch thick, one or more . . . ,
SC-250. | steel, 6 ft span, two (2) #12 lavers. any combination. Note C PH3 and RhinoBond Plate-PVC or (16 parts per 4 x 8 ft board) welded with RhinoBond tool per manufacturer’s| -97.5
HWH Teks 5, 6” o.c. Yers, any " — | RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29 instructions
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NEmoO| etc.
TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System i Attachment MDP
g Deck (Note 1) e SmlEnTe? = Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Density / Pattern (psf)
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch thick, one or more | HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
SC-251. | steel; 6 ft span, #12 HWH Teks | layers, any combination, PH3 with RhinoBond Plate-PVC or 12-inch o.c. in rows max. 60-inch o.c. welded with RhinoBond tool per manufacturer’s -52.5
5,6” o.c. preliminarily attached (Note 5) RhinoBond Treadsafe Plate-PVC instructions
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch thick, one or more | HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
SC-252. | steel; 6 ft span, #12 HWH Teks | layers, any combination, PH3 with RhinoBond Plate-PVC or 6-inch o.c. in rows max. 120-inch o.c. welded with RhinoBond tool per manufacturer’s|  -60.0
5,6” o.c. preliminarily attached (Note 5) RhinoBond Treadsafe Plate-PVC instructions
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch thick, one or more | HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
SC-253. | steel; 6 ft span, #12 HWH Teks | layers, any combination, PH3 with RhinoBond Plate-PVC or 6-inch o.c. in rows max. 60-inch o.c. welded with RhinoBond tool per manufacturer’s -90.0
5,6” o.c. preliminarily attached (Note 5) RhinoBond Treadsafe Plate-PVC instructions
Notes: A. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs.

B. The plate/fastener combination offset 12 inch from adjacent rows.
C. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs and each row of insulation is staggered by 1 foot.

ISOWELD INDUCTION WELDING SYSTEMS:

's\{cltler:}.l '262]5:35-, ;\:]pes/Bé,,Gfgzlio One or more layers, any Dekfast DF-#15-PH3 with Carlisle Sure-Flex PVC or Sure-Flex KEE HP induction

SC-254. weld,s or #1p2 HIWH Tepks 5 6 combination, min. 1.5-inch, isoweld PVC Plate or SFS isoweld 12-inch o.c. in rows max. 60-inch o.c. welded with SFS isoweld 3000 tool per -45.0
oc ! preliminarily attached (Note 5) F1-P-6.8-PVC Plate manufacturer’s instructions
Min. 22 ga., t B, Grade 80
st(ler:el' 6 fias’ aﬁpes/é,, ridjle One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 Sure-Flex PVC or Sure-Flex KEE HP induction

SC-255. weld; or #1p2 H’WH Tepks 5 6 combination, min. 1.5-inch, with Carlisle isoweld PVC Plate or 12-inch o.c. in rows max. 60-inch o.c. welded with SFS isoweld 3000 tool per -45.0
oc ’ preliminarily attached (Note 5) SFS isoweld F1-P-6.8-PVC Plate manufacturer’s instructions
Min. 22 ga., t B 4
st(ler;I' . fgtas’ aﬁpes/éfrjjzleo e or more lavers. an Dekfast DF-#15-PH3 with Carlisle L per 4.0t Sure-Flex PVC or Sure-Flex KEE HP induction

SC256. [ o s o | oo Y A isoweld PVC Plate or SFS isoweld ot . welded with SFS isoweld 3000 tool per 525
oc ! ! T F1-P-6.8-PVC Plate x 2-ftgrid, staggere manufacturer’s instructions

in. 22 ga. B . .

:ftler;I' 6 fgtasl :\:]pesls',,erzjzlio One or more lavers. an Dekfast DF-#12-PH3 or DF-#15-PH3 1 per 4.0 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction

SC-257. weld; o #1p2 H’WH Tepks 5 & | combination n':/in i 5—::1ch with Carlisle isoweld PVC Plate or 2 % 2-ft arid ’ X q welded with SFS isoweld 3000 tool per -52.5
oc ! ! T SFS isoweld F1-P-6.8-PVC Plate X &t grid, staggere manufacturer’s instructions
:{[I;Z'l.zszfgtas" ;ﬁpzz”Grz:ZéO One or more lavers. an Dekfast DF-#15-PH3 with Carlisle 1per3.0 2 Sure-Flex PVC or Sure-Flex KEE HP induction

SC-258. weld,s or #1p2 H’WH Tepks 5 6 | combination n':/in i 5—::1ch isoweld PVC Plate or SFS isoweld 1.5 x 2-ft 'd. " g welded with SFS isoweld 3000 tool per -82.5
oc ! ! | F1-P-6.8-PVC Plate -2 X £-1tgrid, staggere manufacturer’s instructions
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TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO| etc.

System i Attachment MDP
g Deck (Note 1) LB LT = Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Density / Pattern (psf)
Qf;Z].Zéfgtas" ;‘;}pijé,,&zjzlio One o more lavers. an Dekfast DF-#12-PH3 or DF-#15-PH3 L 0erB.0 2 Sure-Flex PVC or Sure-Flex KEE HP induction
SC-259. weld,s or #1p2 H’WH Tepks 5 & | combination n':/in i 5—::'1ch with Carlisle isoweld PVC Plate or 15%2 ff 'd' " g welded with SFS isoweld 3000 tool per -82.5
oc ! ! o SFS isoweld F1-P-6.8-PVC Plate -2 X £-1Lgrid, staggere manufacturer’s instructions
's\{cltlez.l'z(izfgtas” :ﬁp(;/BE;”GrfJ:ZIzO One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 Sure-Flex PVC or Sure-Flex KEE HP induction
SC-260. weld's or #1p2 HIWH Tepks 5 6 combination, min. 1.5-inch, with Carlisle isoweld PVC Plate or 6-inch o.c. in rows max. 60-inch o.c. welded with SFS isoweld 3000 tool per -90.0
oc ! preliminarily attached (Note 5) SFS isoweld F1-P-6.8-PVC Plate manufacturer’s instructions

TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

IR Roof Cover (Note 15A)
System e (Note 3, Note 13) MDP
] ote !
No. Type Attach Membrane T ] Fastener Lap Width | Lap Spacing Seam Weld (psf)
yp (Note 5) {Note 11) Spacing (inch o.c.) (inch) (inch o.c.) (inch)
L\f:e'l'z:gz:‘ ;\r/\pifé fll;:/iefe(:(s s Min. 1.5-inch, one| relim HP-X Fastener (steel only), HD 14-10
SC-261. w pan, ; ’ | or more layers, P * | Sure-Flex PVC Fastener (concrete only) or CD-10 12 5.5 75.5 1.5 -45.0
6” 0.c. or min. 2,500 psi structural o attach . .
any combination (concrete only) with Piranha Plate
concrete
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one . ”
lim. Trufast #15 EHD Trufast 2.4” B
SC-262. | steel; 6 ft span, #12 HWH Teks 5, | or more layers, | P'o' | Sure-Flex PVC rufast FPEHD and Trufast arbed 12 55 755 15 -45.0
” . attach Metal Seam Plate (14 Barb)
6” o.c. any combination
Min. 22 ga., type B, Grade 33 . . HP-Xtra Fastener and Piranha Xtra Plate
’ ’ Min. 1.5-inch, one )
$C-263 steel; 6 ft span, #12 HWH Teks 5, or more lavers prelim. | Sure-Flex PVC or Sure- | (steel only) or HD 14-10 Fastener 12 55 755 15 -45.0
" | 6” 0.c. or min. 2,500 psi structural an combizatitl)n attach Flex KEE HP (concrete only) or CD-10 (concrete only) ’ ’ ’ ’
concrete v with Piranha Plate
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one| . sure-Flex PVC, Sure-Flex HP-X Fastener (steel only), HD 14-10
steel; 6 ft span, #12 HWH Teks 5, prelim. PVC FleeceBACK, Sure-
SC-264. ” A . or more layers, Fastener (concrete only) or CD-10 12 5.5 54.5 1.5 -45.0
6” 0.c. or min. 2,500 psi structural anv combination attach Flex KEE HP or Sure-Flex (concrete only) with Piranha Plate
concrete Y KEE HP FleeceBACK v
Min. 22 ga., type B, Grade 33 'F\’/I\/I(r; gg;:ﬁlzzf\—/ﬂex
steel, 7 ft span, HILTI X-HSN 24, | Min. 1-inch, one relim Flee,ceBACK or min. 50- HP-X Fastener (steel only), HD 14-10
SC-265. | 6” o.c. Side laps HILTI S-SLC 01 | or more layers, P ’ ) ' Fastener (concrete only) or CD-10 6 5.5 114.5 1.5 -45.0
” . o attach mil Sure-Flex KEE HP, o
M HWH, 24” o.c. or min. 2,500 | any combination Sure-Flex KEE HP (concrete only) with Piranha Plate
psi structural concrete FleeceBACK
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TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

et onlLavey Roof Cover (Note 15A)
System (Note 3, Note 13) MDP
Deck (Note 1) - -
No. s Attach Ny PR Fastener Lap Width | Lap Spacing | Seam Weld | (psf)
yp (Note 5) {Note 11) Spacing (inch o.c.) (inch) (inch o.c.) (inch)
22 e e [oin asenond [ swerictce o | [P XE e o) 101030
SC-266. | 5.0 PTtspan, . * | ormore fayers, | P | Sure-Flex KEE HP e ony 6 6 114 15 -45.0
6” o.c. or min. 2,500 psi structural o attach (concrete only) with Dekfast PLT-02-3/4-
any combination FleeceBACK
concrete 12
Min. 22 ga, type B, Grade 33 Min. 1.5-inch, one| ) HP-X Fastener (steel only), HD 14-10
steel; 6 ft span, #12 HWH Teks 5, prelim. Sure-Flex PVC or Sure-
SC-267. ” R . or more layers, Fastener (concrete only) or CD-10 12 5.5 35.5 1.5 -52.5
6" 0.c. or min. 2,500 psi structural o attach Flex PVC FleeceBACK B} .
any combination (concrete only) with Piranha Plate
concrete
'S\:;Z'I_Zszfgtas" ;‘:\p;fé fi@?—iefesks s Min. 1.5-inch, one| relim Sure-Flex PVC or Sure- Trufast #15 EHD (steel only) or Trufast #14
SC-268. . p ! . ' | or more layers, P ’ HD (concrete only) and Trufast 2.4” 12 5.5 355 1.5 -52.5
6” o.c. or min. 2,500 psi structural o attach Flex PVC FleeceBACK
any combination Barbed Metal Seam Plate (14 Barb)
concrete
Min. 22 ga. B
sttlar:el' 6 fgtasl ;ﬁpiléi@ie:esks 5 Min. 1-inch, one relim Sure-Flex PVC HP-X Fastener (steel only), HD 14-10
SC-269. o pan, " | or more layers, P ’ FleeceBACK or Sure-Flex | Fastener (concrete only) or CD-10 6 5.5 114.5 1.5 -52.5
with %” washers, 6” o.c. or min. . attach . y
. any combination KEE HP FleeceBACK (concrete only) with Piranha Plate
2,500 psi structural concrete
Min. 1.5-inch, one
or more Iayers, any | |
Min. 22 ga., type B, Grade 33 com'blnat|on Sure-Flex PVC, Sure-Flex HP-X Fastener (steel only), HD 14-10
$C-270 steel; 6 ft span, 5/8” puddle welds| (optional for Loose PVC FleeceBACK, Sure- Fastener (concrete only) or CD-10 6 55 755 15 525
" | or #12 HWH Teks 5, 6” o.c. or min.| recover) followed by| laid Flex KEE HP or Sure-Flex NN P_V et : : : :
2,500 psi structural concrete 3/8-inch Insulfoam KEE HP FleeceBACK (concrete only) with Piranha Plate
R-Tech EPS or Fan-
Fold
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one| ) Trufast #15 EHD (steel only) or Trufast #14
steel; 6 ft span, #12 HWH Teks 5, prelim. Sure-Flex PVC or Sure- b
SC-271. ” . . or more layers, HD (concrete only)and Trufast 2.4” Barbed 6 5.5 75.5 1.5 -52.5
6” o.c. or min. 2,500 psi structural N attach Flex PVC FleeceBACK
any combination Metal Seam Plate (14 Barb)
concrete
Min. 22 ga., type B, Grade 33 . .
Min. 1.5-inch HP-X F teel only), HD 14-1
steel; 6 ft span, #12 HWH Teks 5, TGl S prelim. | Sure-Flex PVC or Sure- astener (steel only), 0
SC-272. ” . . or more layers, Fastener (concrete only) or CD-10 12 5.5 35 1.5 -60.0
6” 0.c. or min. 2,500 psi structural A ¥ attach Flex PVC FleeceBACK . .
concrete any combination (concrete only) with Piranha Plate
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TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer Roof Cover (Note 15A)
System (Note 3, Note 13) MDP
Deck (Note 1) - -
No. s Attach Ny PR Fastener Lap Width | Lap Spacing | Seam Weld | (psf)
yp (Note 5) {Note 11) Spacing (inch o.c.) (inch) (inch o.c.) (inch)
Min. 22 ga., type B, Grade 33
\5;23’57; (S)p:n’SiSd/jlapL;(ljg\ll\e; Min. 1-inch, one relim Min. 60-mil Sure-Flex HP-X Fastener (steel only), HD 14-10
SC-273. ’ . "p or more layers, P " | PVC or min. 50-mil Sure-| Fastener (concrete only) or CD-10 6 5.5 114.5 1.5 -60.0
HWH #12 Teks 1, 24” o.c. or o attach . .
. ) any combination Flex KEE HP (concrete only) with Piranha Plate
min. 2,500 psi structural
concrete
Min. 22 ga., type B,"Grade 40 Min. 1.5-inch, one| ) Min. 60-mil Sure-Flex HP-X Fastener(steel only), HD 14-10
steel; 6 ft span; 5/8” puddle welds prelim. . .
SC-274. 6" o.c. or min. 2,500 psi or more layers, attach PVC or min. 50-mil Sure-| Fastener (concrete only) or CD-10 6 5.5 114.5 1.5 -60.0
. - any combination Flex KEE HP (concrete only) with Piranha Plate
structural concrete
::;:I-Zszfgti, :\r/\pilBé ?—I@iefesks 5 Min. 1.5-inch, one relim Sure-Flex PVC or Sure- HP-X Fastener (steel only), HD 14-10
SC-275. y p ! ) " | or more layers, P ’ Fastener (concrete only) or CD-10 6 5.5 75.5 1.5 -60.0
6” 0.c. or min. 2,500 psi structural L attach Flex PVC FleeceBACK A .
any combination (concrete only) with Piranha Plate
concrete
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one| . Sure-Flex Pviglyre- "Gy HP-X Fastener (steel only), HD 14-10
steel; 6 ft span, #12 HWH Teks 5, prelim. PVC FleeceBACK, Sure-
SC-276. ” . ) or more layers, Fastener (concrete only) or CD-10 6 5.5 54.5 1.5 -67.5
6” 0.c. or min. 2,500 psi structural anv combination attach Flex KEE HP or Sure-Flex (concrete only) with Piranha Plate
concrete v KEE HP FleeceBACK b
- B Grade 33 Min. 60-mil Sure-Flex
’s\g;'l- p fias', g}pilé H:Ia;/HeTeks s Min. 1.5-inch, one| relim PVC, Sure-Flex PVC HP-X Fastener (steel only), HD 14-10
SC-277. . pan, . ' | or more layers, P : FleeceBACK, Sure-Flex Fastener (concrete only) or CD-10 6 5.5 54.5 1.5 -75.0
6" o.c. or min. 2,500 psi structural o attach . .
concrete any combination KEE HP or Sure-Flex KEE | (concrete only) with Piranha Plate
HP FleeceBACK
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one| . Sure-Flex PVC, Sure-Flex HP-X Fastener (steel only), HD 14-10
steel; 6 ft span, #12 HWH Teks 5, prelim. PVC FleeceBACK, Sure-
SC-278. " . . or more layers, Fastener (concrete only) or CD-10 6 5.5 35 1.5 -82.5
6” 0.c. or min. 2,500 psi structural anv combination attach Flex KEE HP or Sure-Flex (concrete only) with Piranha Plate
concrete Y KEE HP FleeceBACK v
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one| ) Trufast #15 EHD (steel only) or Trufast #14
steel; 6 ft span, #12 HWH Teks 5, prelim. Sure-Flex PVC or Sure- b
SC-279. ” . . or more layers, HD (concrete only)and Trufast 2.4” Barbed 6 5.5 35.5 1.5 -82.5
6” o.c. or min. 2,500 psi structural M attach Flex PVC FleeceBACK
concrete any combination Metal Seam Plate (14 Barb)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

NoTE: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) .
Sys. No. Attach Attach (nefl*
Note 1 T T M Applicati sf)*
(Note 1) ype Notes 6.7.8 ype Notes 6.7.8 embrane pplication (psf)
BAREBACK APPLICATIONS:
Min. 2,500 psi| . . Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or
Min. 0.5-inch | 1B . L. . -Flex PV -Flex PV AV-GRIP PV
C-1. | structural Selcnur(;hsi;_:]; nsuibase, Flexible FAST DT Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT i:;e ex PVC or Sure-Flex PVC idhe(s;ive ¢ -157.5
concrete (RIBBON) insulation (RIBBON)
Min. 2,500 psi| _ .. . Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or
C-2. | structural ngrlsﬁi;;h InsulBase, Flexible FAST DT Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT i:;e Flex PVC or Sure-Flex PVC iﬁLIe(s;iF\iIeP pvc -225.0
concrete (RIBBON) insulation (RIBBON)
in. i i Insulation: (Optional) Additional | b i
Min. 2,500 psi Min. 0.5-inch InsulBase, Flex!ble FAST or 'nsu a !on (Optional) itional layer(s) base Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-3. | structural SecurShield Flexible FAST DT insulation Flexible FAST DT FRS Adhesive -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
in. i| Min. 1.5-i Insulation: (Optional) Additional | b
Min. 2,500 psi} Min. 1.5-inch InsulBase, Flexible FAST Insulation: (Optional) Additional layer(s) base Flexible FAST | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-4. | structural SecurShield or Min. 1-inch insulation . -315.0
(RIBBON) ) . ) (RIBBON) FRS Adhesive
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2.500 bsi Flexible FAST Insulation: (Optional) Additional layer(s) base Flexible FAST
I 2200 PSH (i 0.5-inch InsulBase, exivie PR | or insulation EXIDIE FASTOT | o\ re-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-5. | structural ; Flexible FAST DT . . Flexible FAST DT . -157.5
SecurShield Coverboard: Min. 0.25-inch DEXcell FA Glass Mat FRS Adhesive
concrete (RIBBON) . (RIBBON)
Roof Board
Min. 2.500 bsil Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
o strltr:.ctl;ral ps! Se'crhrs'hi;’;or':\;:‘n T?r;ch Flexible FAST insulation Flexible FAST | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 3150
' ’ (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (RIBBON) FRS Adhesive '
concrete Insulfoam IX =~
Roof Board
Min. 2.500 bsil Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
. St;z'm;ral P! SQ'C”l;rs‘h;T;or':\;‘i‘n alslench Flexible FASTDT | insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIPPVC |
' ’ (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (RIBBON) FRS Adhesive ’
concrete Insulfoam IX _—_— —
Roof Board
Min. 2.500 bsil Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
n. &,580 pst] VN, -.>-inch InsutBase, Flexible FASTDT | insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-8. | structural SecurShield or Min. 1-inch . . . -315.0
(FULL) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (FULL) FRS Adhesive
concrete Insulfoam IX T
Roof Board
in. 2 i| Min. 1.5-i B ) Insulation: (Optional) Additional | b .
Min. 2,500 psi) Min 5. inch InSlfll asse, Flexible FAST DT .nsu 2 !on (Optional) itional layer(s) base Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-9. | structural SecurShield or Min. 1-inch insulation . -277.5
(RIBBON) . X X (RIBBON) FRS Adhesive
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)*
Type R Type e Membrane Application
in. i i in. 1.5-i Insulation: (Opti 1) Additi I b
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase,| .\ pacrpy | Insulation: (Optional) Additional layer(s) base Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-10. | structural SecurShield or Min. 1-inch insulation . -315.0
(FULL) . X X (FULL) FRS Adhesive
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulB Flexible FAST Insulation: (Optional) Additional layer(s) base Flexible FAST of
in. 2, psi| (Optional) Min. 0.5-inch InsulBase,| Flexible or P exible
lat - - E
C-11. | structural | SecurShield or Min. 1-inch Flexible FASTDT | moWaron . Flexible FAST DT | Jure-Flex PVCor Sure-Flex PVC | CAV-GRIP PVC 1125
Coverboard: Min. 0.25-inch SECUROCK Gypsum- FRS Adhesive
concrete Insulfoam IX (RIBBON) - (RIBBON)
Fiber Roof Board
. . . Insulation: (Optional) Additional layer(s) base .
Min. 2,500 psil 1 0 5.inch InsulBase, Flexible FAST or insulation Flexible FASTOr | ¢\ Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-12. | structural . Flexible FAST DT . . . Flexible FAST DT . -157.5
SecurShield Coverboard: Min. 0.5-inch SecurShield HD, FRS Adhesive
concrete (RIBBON) - (RIBBON)
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
13 strlz.ctt;ral ps! Sesu'gl?el § ;’:‘Mi'n"fcind':su 35| Flexible FAST insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 2975
’ : (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FRS Adhesive '
concrete Insulfoam IX e
SecurShield HD Plus
. i . i . Insulation: (Optional) Additional layer(s) base
.2 . 1.5 B X >
c1a :frlzcuﬁflo pst (Sce)s:rosr;w?cle)léwc;? Mi: ';_Ci:c'r':s“' 35®| Flexible FASTDT | insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 2775
: ! (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FRS Adhesive ’
concrete Insulfoam IX =
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
N £,80 psi) ADptional) WIN. 257NN NSUIBASE| o yiple FASTDT | insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-15. | structural SecurShield or Min. 1-inch . . . . -397.5
(FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FRS Adhesive
concrete Insulfoam IX b W
SecurShield HD Plus
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST or
In. I . X1
’ Min. 1-inch Insulf IX - - -
C-16. | structural | Min. 2-inch ChannelDry EPS Flexible FAST DT N 2Aneh insultoam _ Flexible FAST pT | Sure-Flex PVCor Sure-Flex PVC | CAV-GRIP PVC -202.5
Coverboard: Min. 0.5-inch SecurShield HD, FRS Adhesive
concrete (RIBBON) T (RIBBON)
SecurShield HD Plus
. . ) Insulation: (Optional) Min. 1.5-inch SecurShield or .
Min. 2,500 psi Flexible FAST or TR Flexible FAST or
’ Min. 1-inch Insulfoam IX - - -
C-17. | structural | Min. 2-inch ChannelDry EPS Flexible FAST DT , _ _ Flexible FAST DT | Sure-FlexPVCor Sure-FlexPVC | CAV-GRIPPVC |- 54, ¢
. Coverboard: Min. 0.5-inch SecurShield HD, FRS Adhesive
concrete (RIBBON, 6-incho.c.)| = — (FULL)
SecurShield HD Plus
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
Note 1 icati sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
in. i Insulation: Min. 1.6-inch Ki “Optim-R”
Min. 2,500psii = , Flexible FAST DT | o ions Viin. 2.5-eh fingspan “Gptim Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-18. | structural Min. 0.5-inch SecurShield HD Coverboard: Min. 0.5-inch SecurShield HD, . -127.5
(RIBBON) ———— (RIBBON) FRS Adhesive
concrete SecurShield HD Plus
in. i | lation: Min. 1.6-inch Ki “Optim-R”
Min. 2,500 psi , , Flexible FAST DT | —owratons Viin. 25-nch fingspan Gptim Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-19. | structural Min. 0.5-inch SecurShield HD Coverboard: Min. 0.5-inch SecurShield HD, ) -397.5
(FULL) - (FULL) FRS Adhesive
concrete SecurShield HD Plus
in. i i Insulation: (Optional) Additional | b i
Min. 2,500 psi Min. 0.5-inch InsulBase, Flex!ble FAST or .nsu a !on (Optional) itional layer(s) base FIex!bIe FAST or Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-20. | structural SecurShield Flexible FAST DT insulation Flexible FAST DT FRS Adhesive -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
in. i i in. 1.5-i Insulation: (Opti 1) Additi I b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase,| ¢\ 1 pagy Insulation: {Optional] Additional layer(s) base Flexible FAST | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-21. | structural SecurShield or Min. 1-inch insulation ) -352.5
(RIBBON) . . (RIBBON) FRS Adhesive
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase,| 1o pagypy | InSulation: (Optional) Additional laver(s) base Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-22. | structural SecurShield or Min. 1-inch (RIBBON) insulation (RIBBON) FRS Adhesive -277.5
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase,| o 1o agypy | InSulation: (Optional) Additional laver(s) base Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
C-23. | structural SecurShield or Min. 1-inch insulation . -352.5
(FULL) i . (FULL) FRS Adhesive
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST or
C-24. | structural Min. 2-inch ChannelDry EPS Flexible FASTDT | Min. L-inch Insulfoam IX Flexible FAST DT i’;;e'ﬂex PVC or Sure-Flex PVC i’;x;fii‘l'ep pvC 202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or | Flexible FAST or
C-25. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT i:;e—Flex PVCor Sure-Flex PVC iﬁ::iislep pvC -352.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch EcoStorm VSH (FULL)
Min. 2,500 psi Flexible FAST or
C-26. | structural | Min. 0.5-inch EcoStorm VSH Flexible FASTDT | None N/A Sure-Flex PVC or Sure-Flex PVC | CAV-GRIPPVC | oc
FRS Adhesive
concrete (FULL)
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-27. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT i:ge Flex PVC or Sure-Flex PVC iﬁ::e(ji?/lep pve -112.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield or | Flexible FAST or
’ NP -Flex PVC -Flex PVC CAV-GRIP PVC
C-28. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT i:;e ex or Sure-Flex Adhefive -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*

Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
Note 1 T T Memb Applicati sf)*
(Note 1) ype Notes 6.7.8 ype Notes 6.7.8 embrane pplication (psf)
Min. 2,500 psi| _ .. . Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or
C-29. | structural sMelcnugslelT;h InsulBase, Flexible FAST DT Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT i:;e NG ¢ OF Sure-Flex PVC HydroBond WB -60.0
concrete (RIBBON) insulation (RIBBON)
Min. 2,500 psi| _ . . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-30. | structural 'S\:Ielcnur(;:;:];h InsulBase, Flexible FAST DT insulation Flexible FAST DT i:;e—Flex PVC or Sure-Flex PVC HydroBond WB -60.0
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. . . Insulation: (Optional) Additional layer(s) base .
Min. 2,500 psi . . Flexible FAST or : - Flexible FAST or
Min. 0.5-inch InsulBase, . insulation . Sure-Flex PVC or Sure-Flex PVC
C-31. | structural . Flexible FAST DT . . Flexible FAST DT HydroBond WB -60.0
SecurShield Coverboard: Min. 0.25-inch DEXcell FA Glass Mat FRS
concrete (RIBBON) _— (RIBBON)
Roof Board
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or | Flexible FAST or Sure-Flex PVC or Sure-Elex PVC
C-32. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT FRS HydroBond WB -180.0
concrete (RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or insﬁlat;on Y ) B vert Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-33. | structural T ! Flexible FAST DT . . . Flexible FAST DT HydroBond WB -157.5
SecurShield Coverboard: Min. 0.5-inch SecurShield HD, FRS
concrete (RIBBON) T (RIBBON)
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase Insulation: (Optional) Additional layer(s) base
c3a stru.ctl;ral P Se?urshield or.Mi.n L-inch ’| Flexible FAST insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC HvdroBond WB 3975
: ) (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FRS Y '
concrete Insulfoam IX -
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
c-35 strl[:;:tllral pst Se?ulr()srflw?eld c;?.M{n T_cindr:su 358! Flexible FAST DT insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC HvdroBond WB 2775
: ! (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) FRS Y ’
concrete Insulfoam IX b
SecurShield HD Plus
. . . ) ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase,| o .1 eact pr insulation Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC
C-36. | structural SecurShield or Min. 1-inch . . . HydroBond WB -397.5
(FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) FRS
concrete Insulfoam IX —
SecurShield HD Plus
. X . Insulation: (Optional) Min. 1.5-inch SecurShield or .
Min. 2,500 psi flexible FAST or Min. 1-inch Insulfoam IX Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-37. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT ’ K . . Flexible FAST DT HydroBond WB -202.5
Coverboard: Min. 0.5-inch SecurShield HD, FRS
concrete (RIBBON) —————— (RIBBON)
SecurShield HD Plus
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
Note 1 icati sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Insulation: (Optional) Min. 1.5-inch S Shield
Min. 2,500 psi Flexible FAST or ,cﬁ: ?L—Iionr;h(ln’:ullc;;:r:\ IXm inch securshieid or Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-38. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT ’ K . . Flexible FAST DT HydroBond WB -397.5
. Coverboard: Min. 0.5-inch SecurShield HD, FRS
concrete (RIBBON, 6-incho.c.)| = — (FULL)
SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-39. | structural Min. 0.5-inch SecurShield HD Flexible FAST DT Coverboard: Min. 0.5-inch SecurShield HD, QULIRST DT 7| Sure-Flex PVC or Sure-Flex PVC HydroBond WB -127.5
(RIBBON) T (RIBBON) FRS
concrete SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
c-40. | structural Min. 0.5-inch SecurShield HD Flexible FAST DT Coverboard: Min. 0.5-inch SecurShield HD, Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC HydroBond WB 3975
(FULL) — (FULL) FRS
concrete SecurShield HD Plus
Min. 2,500 psi| .. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-41. | structural 'S\fla?ur(;:;?;h InsulBase, Flexible FAST DT insulation Flexible FAST DT ?:;e—Flex PVCor Sure-Flex PVC HydroBond WB -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
in. i i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optlona.xl) Min 1.5 |nc4h InsulBase, Flexible FAST .nsu a !on (Optional) itional layer(s) base Flexible FAST Sure-Flex PVC or Sure-Flex PVC
C-42. | structural SecurShield or Min. 1-inch insulation HydroBond WB -352.5
(RIBBON) ) ) (RIBBON) FRS
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i in. 1.5-i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optlons.il) Min 1.5 |nc.h InsulBase, Flexible FAST DT .nsu a l n: (Optional) itional layer(s) base Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC
C-43. | structural SecurShield or Min. 1-inch insulation HydroBond WB -277.5
(RIBBON) ) ) (RIBBON) FRS
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i in. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psil (Optional) Min. 1.5-inch InsulBase,| ;1o gy py | InSulation: (Optional) ver(s) Flexible FAST DT | Sure-Flex PVC or Sure-Flex PVC
C-44. | structural SecurShield or Min. 1-inch insulation HydroBond WB -352.5
(FULL) ) ) (FULL) FRS
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-45. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT FRS HydroBond WB -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or | Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-46. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT FRS HydroBond WB -352.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch EcoStorm VSH (FULL)
Min. 2,500 psi| .. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-47. | structural IS\{IeIcr]ur(;:i;T;h InsulBase, Flexible FAST DT insulation Flexible FAST DT i:;e Flex PVC or Sure-Flex PVC HydroBond WB -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7,8) P (Notes 6,7,8) pplicatl
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-48. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT FRS HydroBond WB -180.0
concrete Insulfoam IX (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
. . R . : X \ Sure-Flex PVC or Sure-Flex PVC
C-49. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT FRS HydroBond WB -112.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield or | Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
C-50. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT FRS HydroBond WB -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
Min. 2,500 psi| .. . Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or
C-51. | structural g/tla?urc;:;?;h InsulBase, Flexible FAST DT Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT Z:;i:::lz)\(/ﬁéulﬁ-ﬂex PVCFRS Low VOCPVCBA | -157.5
concrete (RIBBON) insulation (RIBBON)
Min. 2,500 psi| . ) Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or
Min. 1.5-inch | B Sure-Flex PVC, Sure-Flex PVC FRS
C-52. | structural . >-nch Insuibase, Flexible FASTDT | Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT | 21 X PV SUTE-FIex Low VOCPVCBA | -225.0
SecurShield . . or Sure-Flex KEE HP
concrete (RIBBON) insulation (RIBBON)
Min. 2,500 psi| .. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
C-53. | structural g/lelcnuros:u;;h InsulBase, Flexible FASTDT | insulation Flexible FAST DT Z‘:r'size;:ﬁéugiﬂex PVCFRS| | owvocPveBa | -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
in. i| Min. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, Flexible FAST nsulation: (Dgggnal) ver(s) Flexible FAST | Sure-Flex PVC, Sure-Flex PVC FRS
C-54. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -315.0
(RIBBON) A A N (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
in. i| Min. 1.5-i Insulation: (Optional) Additional | b
Min. 2,500 psi) Min. 1 5. inch InSL.JIBaS?’ Flexible FAST DT .nsu 2 l n: (Optional) itional layer(s) base Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVC FRS
C-55. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -277.5
(RIBBON) ) ) . (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
in. i| Min. 1.5-i Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi) Min. 1 5_ inch InSL_JIBaS?’ Flexible FAST DT ' (Optional) * ver(s) Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVC FRS
C-56. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -315.0
(FULL) ) ) ) (FULL) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| . ) Flexible FAST or insulation Flexible FAST or
’ Min. 0.5-inch | B Sure-Flex PVC, Sure-Flex PVC FRS
C57. | structural | (0T G2 A SUESE Flexible FASTDT | Coverboard: Min. 0.25-inch DEXcell FA Glass Mat | Flexible FAST DT [ 2™ €% 70 D87 e Low VOCPVCBA | -157.5
concrete (RIBBON) Roof Board or 0.4375-inch DEXcell Cement Roof (RIBBON)
Board
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7.8) P (Notes 6,7.8) ppicat
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, . insulation .
C-58. | structural | SecurShield or Min. 1-inch (FF'{T;':(':NF)AST Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (F':;g’(')eNF)AST 2;‘32‘3:':)\(/EE§“£F'EX PVCFRS| Lowvocpvcea | -315.0
concrete Insulfoam IX Roof Board or 0.4375-inch DEXcell Cement Roof
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, . insulation .
C-59. | structural | SecurShield or Min. 1-inch Flexible FASTDT | Coverboard: Min. 0.25-inch DEXcell FA Glass Mat | Fiooe FASTDT | Sure-Flex PVC, Sure-Flex PVCFRS| o\ yoc pycpa | -277.5
(RIBBON) T Te——— i (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX Roof Board or 0.4375-inch DEXcell Cement Roof
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, . insulation .
C-60. | structural | SecurShield or Min. 1-inch (FF'EXL'I'_J)'e FASTDT | Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (F;EXL"L’)'E FASTDT 2:";2‘3;:;/EEEUI$F'EX PVCFRS| Lowvocpvcea | -315.0
concrete Insulfoam IX Roof Board or 0.4375-inch DEXcell Cement Roof
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 0.5-inch InsulBase, Flexible FAST or W (Opti ) ” ver(s) Flexible FAST or Sure-Flex PVC. Sure-Flex PVC ERS
C-61. | structural SecurShield or Min. 1-inch Flexible FAST DT . . Flexible FAST DT ! Low VOCPVCBA | -112.5
Coverboard: Min. 0.25-inch SECUROCK Gypsum- or Sure-Flex KEE HP
concrete Insulfoam IX (RIBBON) - (RIBBON)
Fiber Roof Board
Min. 2.500 osil Min. 0.5-inch InsulBase Insulation: (Optional) Additional layer(s) base
62 stru.ctl,’lral P SeCL;rS.hieId or Min 1-ir;ch Flexible FAST insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS Low VOC PVC BA 675
: ' (RIBBON) Coverboard: Min. 0.25-inch SECUROCK Ultralight (RIBBON) or Sure-Flex KEE HP :
concrete Insulfoam IX RSN
Coated Glass-Mat Roof Board
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch InsulBase, Flexible FAST or
! N . . -Flex PVC -Flex PVC FR
C-63. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT SecurShield or Min. 1-inch Insulfoam IX Flexible FAST DT z:rsir:slex K’Eiul-rlli X S Low VOCPVCBA | -180.0
concrete (RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
i in. 0.5-i insulati - -
C-64. | structural | Min- 0:-5-inch InsulBase, Flexible FASTDT | ooaton _ Flexible FAST DT | Sure-Flex PVC, Sure-FlexPVCERS| | |\ \ocpycpa | -157.5
SecurShield Coverboard: Min. 0.5-inch SecurShield HD, or Sure-Flex KEE HP
concrete (RIBBON) —————— (RIBBON)
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulB Insulation: (Optional) Additional layer(s) base
C-65 strlu.ctl;ral pst Sef:)ulrosh?eld c;r.M{n Il-cinchsu 35| Flexible FAST insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS Low VOC PVCBA | -3975
: ' (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) or Sure-Flex KEE HP ’
concrete Insulfoam IX T
SecurShield HD Plus
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7,8) yp (Notes 6,7,8) pplicatl
. i . X . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psiy (Optional) Min. 1.5-inch InsulBase,| ¢\ 10 pasTDT | insulation Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVC FRS
C-66. | structural SecurShield or Min. 1-inch . . . Low VOCPVCBA | -277.5
(RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX —_—
SecurShield HD Plus
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase Insulation: (Optional) Additional layer(s) base
o7 St;u'm;ral ps! Se?ulrshield ;r‘Mi'n '1 o 4153581 Flexible FASTDT | insulation Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVCFRS| |\ o o | oo
’ ’ (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) or Sure-Flex KEE HP )
concrete Insulfoam IX T
SecurShield HD Plus
Min. 2.500 osi Flexible FAST Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST
in. 2, psi exible or P xible or
Min. 1-inch | If IX - -
c-68. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT - 2inch Tnstlltoany _ Flexible FAST pT | SUre-Flex PVC, Sure-FlexPVCFRS || v /o pycpa | -202.5
Coverboard: Min. 0.5-inch SecurShield HD, or Sure-Flex KEE HP
concrete (RIBBON) — (RIBBON)
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch S Shield
Min. 2,500 psi Flexible FAST or l\x: i—lic:;h(lnzullc;garzm |xIn RIS lexible FAST or Sure-Flex PVC, Sure-Flex PVC FRS
C-69. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT ) i . . Flexible FAST DT ! Low VOCPVCBA | -397.5
. Coverboard: Min. 0.5-inch SecurShield HD, or Sure-Flex KEE HP
concrete (RIBBON, 6-incho.c.)| —— (FULL)
SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-70. | structural Min. 0.5-inch SecurShield HD Flexible FAST DT Coverboard: Min. 0.5-inch SecurShield HD, Flexible FASTDT | Sure-Flex PVC, Sure-Flex PVC FRS Low VOCPVCBA | -127.5
(RIBBON) =EATe (RIBBON) or Sure-Flex KEE HP
concrete SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-71. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT | " e rboard: Min. 0.5-inch SecurShield HD, Flexible FASTDT | Sure-Flex PVC, Sure-Flex PVCFRS| | (| \oc pycga | -397.5
(FULL) . (FULL) or Sure-Flex KEE HP
concrete SecurShield HD Plus
Min. 2,500 psi| .. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
c-72. | structural ’swelcnurg:é?;h InsulBase, Flexible FASTDT | insulation Flexible FAST DT Z‘r‘rsiie:l:ﬁé”;iﬂex PVCFRS| | owvocPveBa | -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
in. i i Insulation: (Optional) Additional | b
Min. 2,500 psi (0pt|0ni:l|) Min 1.5 |nc.h InsulBase, Flexible FAST i ation (Optional) itional layer(s) base Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS
C-73. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -352.5
(RIBBON) ) ) (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i Insulation: (Optional) Additional | b
Min. 2,500 psi) (Optional) Min. 1.5-inch InsulBase,| o iy o pagypy | Wsulation: (Optional) Additional layer(s) base Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVC FRS
C-74. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -277.5
(RIBBON) . . (RIBBON) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
Note 1 icati sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2 i ional) Min. 1.5-inch InsulB ) Insulation: (Optional) Additional | b .
in. 2,500 psi (Optlone.l ) Min .5 |nc‘ nsuibase, Flexible FAST DT .nsu 2 !on (Optional) itional layer(s) base Flexible FAST DT | Sure-Flex PVC, Sure-Flex PVC FRS
C-75. | structural SecurShield or Min. 1-inch insulation Low VOCPVCBA | -352.5
(FULL) ) ) (FULL) or Sure-Flex KEE HP
concrete Insulfoam IX Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or | Flexible FAST or
T -Flex PV -Flex PVC FR
C-76. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT 2Lrjrsire?:lex E’Eéul_:i ex PVCFRS Low VOCPVCBA | -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or | Flexible FAST or
’ T Sure-Flex PVC, Sure-Flex PVC FRS
C-77. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT ure-riex » Sure-Fiex Low VOCPVCBA | -352.5
. R . or Sure-Flex KEE HP
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch EcoStorm VSH (FULL)
Min. 2,500 psi| _ .. . Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or
c-78. | structural S'Y:c”ugsé?;h InsulBase, Flexible FASTDT | insulation Flexible FAST DT ‘:’:g:e:lz)\(/ﬁéu;iﬂex PVCFRS| | owvocpveBa | -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
in. i i i Insulation: (Optional) Additional | b i
Min. 2,500 psi (Optlone'll) Min 1'5 |nc.h InsulBase, FIex!bIe FAST or 'nsu a !on (Optional) itional layer(s) base FIex!bIe FAST or Sure-Flex PVC, Sure-Flex PVC FRS
C-79. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT or Sure-Flex KEE HP Low VOCPVCBA | -180.0
concrete Insulfoam IX (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
in. i i i Insulation: (Optional) Additional | b i
Min. 2,500 psi (0pt|0ni:l|) Min 0.5 |nc.h InsulBase, Flex!ble FAST or .nsu a fon (Optional) itional layer(s) base FIex!bIe FAST or Sure-Flex PVC, Sure-Flex PVC FRS
C-80. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT or Sure-Flex KEE HP Low VOCPVCBA | -112.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield or | Flexible FAST or Sure-Flex PVC. Sure-Flex PVC FRS
C-81. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT or Sure-Flex K,EE HP Low VOCPVCBA | -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON)
Min. 2,500 psi| Min. 1.5-inch InsulBase, (Optional) Additional optional layer(s) min. 1-inch
-Flex PVC -Flex PVC
C-82. | structural SecurShield, HP-N, HP-W, ENRGY 3| OB500 Insulfoam IX followed by additional layers of base 0OB500 i:;e ex or Sure-Flex HydroBond WB -60.0
concrete or ACFoam Il insulation
Insulation: (Optional) Additional | b
Min. 2,500 psi| Min. 1.5-inch InsulBase, —i::tjjl:t:g: (Optional) itional layer(s) base Sure-Flex PVC or Sure-Flex PVC
C-83. | structural SecurShield, HP-N, HP-W, ENRGY 3| OB500 . . . 0OB500 HydroBond WB -60.0
Coverboard: Min. 0.25-inch DensDeck Prime or FRS
concrete or ACFoam Il P —— X
SECUROCK Gypsum-Fiber Roof Board
Min. 2,500 psi (Optional) Additional optional layer(s) min. 1-inch
Sure-Flex PVC or Sure-Flex PVC
C-84. | structural Min. 1.5-inch HP-N or ENRGY 3 0OB500 Insulfoam IX followed by additional layers of base 0B500 F:;e ex or sure-riex Low VOCPVCBA | -127.5
concrete insulation
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

SecurShield HD Plus or EcoStorm VSH

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
Note 1 T T Memb Applicati sf)*
(Note 1) ype Notes 6.7.8 ype Notes 6.7.8 embrane pplication (psf)
Min. 2,500 psi| _ .. . (Optional) Additional optional layer(s) min. 1-inch
Min. 1.5-inch InsulBase, . Sure-Flex PVC, Sure-Flex PVC FRS
C-85. | structural SecurShield, HP-W or ACFoam II 0OB500 !nsulfo.am IX followed by additional layers of base 0OB500 or Sure-Flex KEE HP Low VOCPVCBA | -150.0
concrete insulation
Min. 2,500 psi Insulation: (Optional) Additional layer(s) base
C-86. | structural | Min. 1.5-inch HP-N or ENRGY 3 | OB500 insulation 0B500 Sure-Flex PVC, Sure-Flex PVCFRS| | |\ \ocpvcea | -127.5
X i X or Sure-Flex KEE HP
concrete Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi| . . Insulation: (Optional) Additional layer(s) base
’ Min. 1.5-inch InsulBase, I Sure-Flex PVC, Sure-Flex PVC FRS
-87. ! lat g -150.
S| structural SecurShield, HP-W or ACFoam Il 0B500 insuation . . X RB500 or Sure-Flex KEE HP Low VOC PVC BA 150.0
concrete Coverboard: Min. 0.25-inch DensDeck Prime
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
C-88. | structural SeCL;rS.hieId ! Flexible FAST DT insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) Sure-Flex KEE HP FleeceBACK
. i . Insulation: (Optional) Additional layer(s) base .
Min. 2,500 psi| .. . Flexible FAST or : 7 Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
Min. 0.5-inch InsulBase, . insulation .
C-89. | structural SecurShield Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -157.5
concrete (RIBBON) ~overboard: Viin. ©.£>-Inch UEACE assMat | (riBBON) Sure-Flex KEE HP FleeceBACK
Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or m (©p ) ver(s) Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
C-90. | structural Sectirslhield ! Flexible FAST DT Y board: Minl0.25-inch SECUROCK G Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -157.5
concrete (RIBBON) ~overnoarg: Min. &.2>-Inc YPSUM= 1 (RIBBON) Sure-Flex KEE HP FleeceBACK
Fiber Roof Board
. X . Insulation: (Optional) Additional layer(s) base .
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or —insulation Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
C-91. | structural Secu.;rslhield ! Flexible FAST DT c board: Min. 0.5-inch S Shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -157.5
concrete (RIBBON) ~overvoard: Min. .5-Incn Securshield Ry, (RIBBON) Sure-Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
. X . R . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST insulation Flexible FAST Sure-Flex PVC FleeceBACK, Sure-
C-92. | structural SecurShield or Min. 1-inch . . . Flex PVC FRS FleeceBACK or HydroBond WB -397.5
(RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
concrete Insulfoam IX - Sure-Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, ) T (©p ) ver(s) . Sure-Flex PVC FleeceBACK, Sure-
. . . Flexible FAST DT insulation Flexible FAST DT
C-93. | structural SecurShield or Min. 1-inch (RIBBON) c board: Min. 0.5-inch S Shield HD (RIBBON) Flex PVC FRS FleeceBACK or HydroBond WB -277.5
concrete Insulfoam IX ~overboard: Min. ©.>-Inch >ecurshie ! Sure-Flex KEE HP FleeceBACK
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7,8) yp (Notes 6,7,8) pplicatl
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Fleible EAST DT —insulation (Op ) ver(s) Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure-
C-94. | structural SecurShield or Min. 1-inch . . . Flex PVC FRS FleeceBACK or HydroBond WB -397.5
(FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
concrete Insulfoam IX — Sure-Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Min. 1.5-inch SecurShield or .
Min. 2,500 psi Flexible FAST or —Min 1-inch Insulfoam IX Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
C-95. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT c ) board: Min. 0.5-inch S Shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -202.5
concrete (RIBBON) M' In. 9.5-Inch SEcUrsTIQ ’ (RIBBON) Sure-Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
. i . Insulation: (Optional) Min. 1.5-inch SecurShield or .
Min. 2,500 psi Flexible FAST or 7Min 1-inch Insulfoam IX Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-
C-96. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT c ) board: Min. 0.5-inch S Shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or HydroBond WB -397.5
concrete (RIBBON, 6-inch o.c.) ~overyoard qar : Vlin. ©.57RN Securshie ’ (FULL) Sure-Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi ) Insulation: Min. 1.6-inch Kingspan “Optim-R” ) Sure-Flex PVC FleeceBACK, Sure-
C-97. | structural Min. 0.5-inch SecurShield HD E:;'é’éeNF)AST ot Coverboard: Min. 0.5-inch SecurShield HD, (FFLT;';C')eNjAST BT | Flex PVC FRS FleeceBACK or HydroBond WB | -127.5
concrete SecurShield HD Plus Sure-Flex KEE HP FleeceBACK
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure-
D . - D
C-98. | structural Min. 0.5-inch SecurShield HD ::;EXLIBIe FASTDT Coverboard: Min. 0.5-inch SecurShield HD, ::'l:le_lf)le FAST DT Flex PVC FRS FleeceBACK or HydroBond WB -397.5
concrete SecurShield HD Plus Sure-Flex KEE HP FleeceBACK
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase Flexible FAST or (Optional) Additional optional layer(s) min. 1-inch Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-99. | structural SeEurShieId e ’| Flexible FAST DT Insulfoam IX followed by additional layer(s) of base | Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) insulation (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-100. | structural SeCL;rS.hieId ! Flexible FAST DT insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
in. i| Min. 1.5-i Insulation: (Optional) Additional layer(s) base - - i
Min. 2,500 psi| Min. 1 5. inch Inst.JIBane, Flexible EAST . i (Op ) yer(s) Flexible FAST Sure-Flex PVC FleeceBACK, Sure Flex!ble FAST or
C-101. | structural SecurShield or Min. 1-inch (RIBBON) insulation (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime Sure-Flex KEE HP FleeceBACK (FULL)
in. i| Min. 1.5-i Insulation: (Optional) Additional layer(s) base - - i
Min. 2,500 psi| Min. 1 5. inch Inst.JIBas?, A FAsTR . i (Op ) yer(s) Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure Flex!ble FAST or
C-102. | structural SecurShield or Min. 1-inch (RIBBON) insulation (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -277.5
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-103. | structural SecurShield or Min. 1-inch ::FIEXLIBIE FAST DT insulation F;EXCE;G FASTDT Flex PVC FRS FleeceBACK or Flexible FAST DT -457.5
concrete Insulfoam IX Coverboard: Min. 0.25-inch DensDeck Prime Sure-Flex KEE HP FleeceBACK (FULL)
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7,8) yp (Notes 6,7,8) pplicatl
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or insulation Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-104. | structural Sect;rS'hieId ! Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) Roof Board or 0.4375-inch DEXcell Cement Roof (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, . insulation . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
. . X Flexible FAST . . Flexible FAST .
C-105. | structural SecurShield or Min. 1-inch (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -345.0
concrete Insulfoam IX Roof Board or 0.4375-inch DEXcell Cement Roof Sure-Flex KEE HP FleeceBACK (FULL)
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, . insulation . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-106. | structural SecurShield or Min. 1-inch :::;E(I)eN';AST ot Coverboard: Min. 0.25-inch DEXcell FA Glass Mat (F;{T;:)(I;NF)AST ot Flex PVC FRS FleeceBACK or Flexible FAST DT -277.5
concrete Insulfoam IX Roof Board or 0.4375-inch DEXcell Cement Roof Sure-Flex KEE HP FleeceBACK (FULL)
Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or m (Opti ) ” ver(s) Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-107. | structural Sectirslhield ! Flexible FAST DT c SRR 0,25t SECUROCK G Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) ~overboard: Min. ©.2>-Inc YPSUM- | (RIBBON) Sure-Flex KEE HP FleeceBACK | (FULL)
Fiber Roof Board
. N . ) Insulation: (Optional) Additional layer(s) base . X
Min. 2,500 psi| Min. 1.5-inch InsulBase, Flexible FAST or —insulation Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-108. | structural SecurShield or Min. 1-inch Flexible FAST DT c board: Min. 0.25-inch SECUROCK G Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -187.5
concrete Insulfoam IX (RIBBON) soverdoard: Min. 4.257Inc YPSUM- | (RIBBON) Sure-Flex KEE HP FleeceBACK | (FULL)
Fiber Roof Board
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
. . . Flexible FAST —— Flexible FAST .
C-109. | structural SecurShield or Min. 1-inch (RIBBON) insulation (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -3225
concrete Insulfoam IX Coverboard: Min. 19/32-inch APA rated plywood Sure-Flex KEE HP FleeceBACK (FULL)
in. i i Insulation: (Optional) Additional | b - - i
Min. 2,500 psi (0pt|0ni:l|) Min 1.5 |nc.h InsulBase, Flexible FAST DT .nsu a !on (Optional) itional layer(s) base Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure Flex!ble FAST or
C-110. | structural SecurShield or Min. 1-inch (RIBBON) insulation (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -277.5
concrete Insulfoam IX Coverboard: Min. 19/32-inch APA rated plywood Sure-Flex KEE HP FleeceBACK (FULL)
in. i i in. 1.5-i Insulation: (Optional) Additional layer(s) base - - i
Min. 2,500 psi (Optlonél) Min 1.5 |n<?h InsulBase, Flexible FAST DT . u | (Opti ) iti yer(s) Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure Flex!ble FAST or
C-111. | structural SecurShield or Min. 1-inch (FULL) insulation (FULL) Flex PVC FRS FleeceBACK or Flexible FAST DT -322.5
concrete Insulfoam IX Coverboard: Min. 19/32-inch APA rated plywood Sure-Flex KEE HP FleeceBACK (FULL)
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TABLE 3A: CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) Type Type Membrane Application (psf)*
P (Notes 6,7,8) yp (Notes 6,7,8) pplicatl
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-112. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -202.5
concrete (RIBBON) Coverboard: Min. 19/32-inch APA rated plywood (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 1.5-inch SecurShield or Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-113. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -322.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 19/32-inch APA rated plywood (FULL) Sure-Flex KEE HP FleeceBACK (FULL)
) . ) Insulation: (Optional) Additional layer(s) base ) )
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or —insulation Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-114. | structural Sect;rS'hieId ! Flexible FAST DT c board: Min. 0.5-inch S shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) uernoarc: Vin. t.ogggr=mcursmie'd nia (RIBBON) Sure-Flex KEE HP FleeceBACK | (FULL)
SecurShield HD Plus or EcoStorm VSH
. i . X . Insulation: (Optional) Additional layer(s) base X
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . : - . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
- ; i Flexible FAST insulation Flexible FAST .
C-115. | structural SecurShield or Min. 1-inch (RIBBON) C board: Min. 0.5-inch S Shield HD (RIBBON) Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
concrete Insulfoam IX M' n. TR Gghr-ne ’ Sure-Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST DT m (©p ) ver(s) Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-116. | structural SecurShield or Min. 1-inch > . . Flex PVC FRS FleeceBACK or Flexible FAST DT -277.5
(RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
concrete Insulfoam IX T Sure-Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
. . . . . Insulation: (Optional) Additional layer(s) base X
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-117. | structural SecurShield or Min. 1-inch (FULL) C board: Min. 0.5-inch S Shield HD (FULL) Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
concrete Insulfoam IX M' In. L.o-inch Secursnie ’ Sure-Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 1.5-inch SecurShield or
Min. 2,500 psi Flexible FAST or v 1_'inch(|nzu'lfoar31 " ' ursnt Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-118. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT P N Board: Min. 0.5-inch S Shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -202.5
concrete (RIBBON) ~overooarg: Min. &.o-Inch Securshield b, (RIBBON) Sure-Flex KEE HP FleeceBACK | (FULL)
SecurShield HD Plus or EcoStorm VSH
. . . Insulation: (Optional) Min. 1.5-inch SecurShield or . X
Min. 2,500 psi Flexible FAST or 7Min L-inch Insulfoam IX Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-119. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT c ’ board: Min. 0.5-inch S Shield HD Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
concrete (RIBBON, 6-inch o.c.)| =2-erRoarc: Min. U.5>-inch secursnield AL, (FULL) Sure-Flex KEE HP FleeceBACK | (FULL)
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi ) Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
! FI le FAST DT - FI le FAST DT !
C-120. | structural Min. 0.5-inch SecurShield HD (RT;IEE)OeN) S Coverboard: Min. 0.5-inch SecurShield HD, (RT;IBbOeN) S Flex PVC FRS FleeceBACK or Flexible FAST DT -127.5
concrete SecurShield HD Plus Sure-Flex KEE HP FleeceBACK (FULL)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TeAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER*
Note: ReFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) T
Sys. No. Attach Attach
Note 1 icati sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)

Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or

C-121. | structural Min. 0.5-inch SecurShield HD f;EXLIBIe FASTOT Coverboard: Min. 0.5-inch SecurShield HD, zl:ixl_'f)le - Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
concrete SecurShield HD Plus Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi Min. 0.5-inch InsulBase Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or

C-122. | structural SECL;FS'hie|d ! Flexible FAST DT insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or

C-123. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -187.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or

C-124. | structural SecurShield or Min. 1-inch Flexible FAST DT insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -112.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Min. 0.5-inch SecurShield or | Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or

C-125. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Min. 1-inch Insulfoam IX Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FASTDT | -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD Composite | (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)

SURE-FLEX FLEECEBACK RL APPLICATIONS:

Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase,| Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or

C-126. | structural SecurShield or min. 1-inch Flexible FAST DT insulation Flexible FAST DT | Sure-Flex FleeceBACK RL -142.5
concrete Insulfoam IX (RIBBON) Coverboard: Min. 2.0-inch InsulBase RL (RIBBON)

TABLE 38: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o R MDP
tac ttac
No. Note 1 T T Base Pl Top Pl sf)*
{Note 1) ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly opFly —
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional layer(s) base - -
Min. 2,500 Min. 0.5-inch Flexible FAST or | DSulation: (Optional) ver(s) Flexible FASTor | SuremB 90TG | Suré-Flex PVC FleeceBACK, Sure-Flex pvC
X X insulation . FRS FleeceBACK or Sure-Flex KEE HP
C-127. psi structural InsulBase, Flexible FAST X . i Flexible FAST DT or 120TG / . X -157.5
R Coverboard: Min. 0.25-inch DensDeck Prime or ) FleeceBACK / Flexible FAST or Flexible FAST
concrete SecurShield DT (RIBBON) P —— - (RIBBON) torch-applied
SECUROCK Gypsum-Fiber Roof Board DT (FULL)
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TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o e MDP
No. Note 1 ac ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Top Ply (psf)
Insulation: (Optional) Additional | b - -
Min.2,500 | Min. 1.5-inch Flexible FAST or | oulation: (Optional) Additional layer(s)base | ¢ 10 eact or | suremBoorg | SureFlex PVC FleeceBACK, Sure-Flex PVC
X . insulation . FRS FleeceBACK or Sure-Flex KEE HP
C-128. psi structural InsulBase, Flexible FAST . . . Flexible FAST DT or 120TG / . . -165.0
concrete SecurShield DT (RIBBON) Coverboard: Min. 0.5-inch DensDeck Prime or (RIBBON) torch-anplied FleeceBACK / Flexible FAST or Flexible FAST
SECUROCK Gypsum-Fiber Roof Board PP DT (FULL)

TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer Attachment MDP
N Deck (Note 1) Y = Roof Cover (Note 15B)
0. (Note 3, Note 13) Fastener (Note 11) Density / Pattern (psf)
RHINOBOND SYSTEMS:
2 | |
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond 1per5.3 ft ?ure F!ex PVCor S”fe Fle)f KEE HP
c-129. structural concrete layers, any combination Plate-PVC or RhinoBond Treadsafe Plate-PVC (6 parts per 4 x 8 ft board) induction welded with RhinoBond tool 450
yers, any ) Per FM Loss Prevention Data Sheet 1-29; Note A per manufacturer’s instructions
c-130 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond 1 per 3.2 ft? isnuéj;z:z:: '\j\:/e(l:dc;rdsvt:;f:{i)i(n?;o:z tool 525
’ structural concrete layers, any combination. Note B. Plate-PVC or RhinoBond Treadsafe Plate-PVC (10 parts per 4 x 8 ft board) e . ’
per manufacturer’s instructions
2 | |
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond Lper4.0ft .Sure F!ex PVCor S”fe FIe>.< KEE HP
131 structural concrete layers, any combination Plate-PVC or RhinoBond Treadsafe Plate-PVC (8 parts per 4 x 8 ft board) induction welded with RhinoBond tool 600
yers, any ) Per FM Loss Prevention Data Sheet 1-29; Note A per manufacturer’s instructions
2 - -
Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond Lper40ft Sure-Flex PVC or Sure-Flex KEE HP
C-132. o X (8 parts per 4 x 8 ft board) induction welded with RhinoBond tool -67.5
structural concrete layers, any combination. Plate-PVC or RhinoBond Treadsafe Plate-PVC . . .
2 x 2 ft grid pattern per manufacturer’s instructions
c-133 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond 1 per 2.7 ft? isnucjrj;::E: F\:\L(I:d()erdsalszf;)i(n'f;o:z tool 675
’ structural concrete layers, any combination. Note B. Plate-PVC or RhinoBond Treadsafe Plate-PVC (12 parts per 4 x 8 ft board) e : ’
per manufacturer’s instructions
1 2.0 ft? - -
c-134 Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond (16 part per4 8 ft board) ?nugsci:z: l\j\)/ezcldc;rds\llsjlztehFlii)i(niE:o:z tool 975
: structural concrete layers, any combination. Note B. Plate-PVC or RhinoBond Treadsafe Plate-PVC parts per ,X oar ) ) ’
Per FM Loss Prevention Data Sheet 1-29 per manufacturer’s instructions
Min. 1.5-inch thick, -Flex PV -Flex KEE HP
Min. 2,500 psi in. 1.5-inch QEPQRE or NgEe HD 14-10 Fastener or CD-10 with RhinoBond _ _ _ Sure-Flex PVC or Sure-Flex
C-135. layers, any combination, A Max. 12-inch o.c. in rows max. 60-inch o.c. induction welded with RhinoBond tool -52.5
structural concrete o Plate-PVC or RhinoBond Treadsafe Plate-PVC . .
preliminarily attached (Note 5) per manufacturer’s instructions
Min. 2,500 psi Min. 1.5-inch thick, one or more HD 14-10 Fastener or CD-10 with RhinoBond . . . Sure-Flex PVC or Sure-Flex KEE HP
C-136. layers, any combination, . Max. 6-inch o.c. in rows max. 120-inch o.c. induction welded with RhinoBond tool -60.0
structural concrete L Plate-PVC or RhinoBond Treadsafe Plate-PVC . )
preliminarily attached (Note 5) per manufacturer’s instructions
. . Min. 1.5-inch thick, one or more i . Sure-Flex PVC or Sure-Flex KEE HP
C-137. Min. 2,500 psi layers, any combination, HD 14-10 Fastener or CD-10 with RhinoBond Max. 6-inch o.c. in rows max. 60-inch o.c. induction welded with RhinoBond tool -90.0

structural concrete

preliminarily attached (Note 5)

Plate-PVC or RhinoBond Treadsafe Plate-PVC

per manufacturer’s instructions
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO| etc.

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer Attachment MDP
Deck (Note 1) Roof Cover (Note 15B)
No. (Note 3, Note 13) Fastener (Note 11) Density / Pattern (psf)
ISOWELD INDUCTION WELDING SYSTEMS:
Min. 2.500 psi Min. 1-inch thick. one or more Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 5.3 ft? Sure-Flex PVC induction welded with SFS
C-138. - &200P ’ ' isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC (6 parts per 4 x 8 ft board) isoweld 3000 tool per manufacturer’s -45.0
structural concrete layers, any combination. . . .
Plate Per FM Loss Prevention Data Sheet 1-29; Note A instructions
Min. 2.500 bsi One or more lavers. an Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 4.0 ft2 Sure-Flex PVC or Sure-Flex KEE HP
C-139. " B L y 4 y isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC P o induction welded with SFS isoweld 3000 | -52.5
structural concrete combination, min. 1.5-inch 2 x 2-ft grid, staggered s .
Plate tool per manufacturer’s instructions
Min. 2.500 psi One or more lavers. an Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 3.0 f2 Sure-Flex PVC or Sure-Flex KEE HP
c-140. &0 P " MOTe fayers, any isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC .y induction welded with SFS isoweld 3000 | -82.5
structural concrete combination, min. 1.5-inch 1.5 x 2-ft grid, staggered ) .
Plate tool per manufacturer’s instructions
Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle Lper2.25ftt Sure-Flex PVC induction welded with SFS
C-141. Min. 2,500 psi Min. 1.5-inch thick, 4x8 ft dlm.en5|.on, isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC . 1.5 x 1.5-ft grid isoweld 3000 tool per manufacturer’s -97.5
structural concrete one or more layers, any combination Plate (first row of fasteners spaced 0.5 ft from long instructions
edges and 1 ft from the short edge)
Min. 2.500 bsi Min. 1.5-inch thick. one or more lavers Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 2.0 ft? Sure-Flex PVC induction welded with SFS
C-142. P SoR0 P ST VErS!| isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC (16 parts per 4 x 8 ft board) isoweld 3000 tool per manufacturer’s -97.5
structural concrete any combination. Note B. . . .
Plate Per FM Loss Prevention Data Sheet 1-29 instructions
Min. 2.500 bsi One or more layers, any combination, | Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle Sure-Flex PVC or Sure-Flex KEE HP
C-143. " P min. 1.5-inch, preliminarily attached isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC Max. 12-inch o.c. in rows max. 60-inch o.c. induction welded with SFS isoweld 3000 -45.0
structural concrete ;e .
(Note 5) Plate tool per manufacturer’s instructions
Min. 2.500 bsi One or more layers, any combination, | Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle Sure-Flex PVC or Sure-Flex KEE HP
C-144. o P min. 1.5-inch, preliminarily attached isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC Max. 6-inch o.c. in rows max. 60-inch o.c. induction welded with SFS isoweld 3000 -90.0
structural concrete . .
(Note 5) Plate tool per manufacturer’s instructions
Notes:| A. The plate/fastener combination offset 12 inch from adjacent rows.
B. For these assemblies each row of insulation is staggered by 1 foot.

TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Roof Cover (Note 15)
System Deck (Note 1) = MDP (psf)
No. Type Attach
C-145. Structural concrete Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -495.0
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
. . Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight e o Roof Cover MDP
No. (Note 1) Concrete (Note 14) T ac T ac (Note 15) (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga., Min. 300 psi, pre-
Type BV, Grade | existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
LWC-1 40 steel; 6 ft lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT FRS / CAV-GRIP PVC Adhesive -52.5
span, #12 HWH | insulating SecurShield (RIBBON) (RIBBON)
Teks 5, 6” o.c. concrete
Min. 22 ga., Min. 300 psi, pre- IgsuIatbion:d(.Ol\;th.ior:)agSA.ddi}t]i(;nal I;ye;('s)) .baseli)nEs;Ialtli(EZ
Type BV, Grade | existent cellular (Optional) Min. Flexible FAST or %' flg' 'd _ngCUeRn(;CECG e Fib c&; ¢ Flexible FAST or Sure-Flex PVC or Sure-Elex PVC
LWC-2 | 40 steel; 6 ft lightweight LS-inch InsulBase, | Flexible FASTDT | assd a ,°°O 5°f“ h°S' A HDVZS“m'Sr", elzj H°|;’ Flexible FASTDT | o™ 010 aip pVC Adhesive 52.5
span, #12 HWH | insulating SecursShield (RIBBON) oard or g nCh SecUrSEE b, setgghie (RIBBON)
” Plus or EcoStorm VSH or min. 2-inch SecurShield HD
Teks 5, 6” o.c. concrete . X A
Composite or min. 1.5-inch StormBase
"I\'/Im(;_ ﬁ/gg;ade gz:&:r?tocZIslll’JIere_ Min. 1.5-inch Flexible FAST or Flexible FAST or
LwWcC-3 4\C/)pstee|" 6 ft lightweight Insu.IBelise Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT sure-Flex PVC or Sure-Flex PVC 75.0
! lghtweig ! (RIBBON, 6-inch P 4 (RIBBON, 6-inch | FRS/ CAV-GRIP PVC Adhesive :
span, #12 HWH | insulating SecurShield
B o.c.) o.c.)
Teks 5, 6” o.c. concrete
. i X Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Min. 300 psi, pre- . . . . :
. . . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | Flexible FAST or
Type BV, Grade | existent cellular (Optional) Min. . Ny . .
LWC-4 40 steel: 6 ft lishtweight 1.5-inch InsulBase Flexible FAST DT Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC 75.0
! . s . s ) . " | (RIBBON, 6-inch Board or min. 0.5-inch SecurShield HD, SecurShield HD (RIBBON, 6-inch FRS / CAV-GRIP PVC Adhesive :
span, #12 HWH | insulating SecurShield X - ;
” o.c.) Plus or EcoStorm VSH or min. 2-inch SecurShield HD o.c.)
Teks 5, 6” o.c. concrete ) X A
Composite or min. 1.5-inch StormBase
Min. 300 psi, pre-
Min. 2,500 psi existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC or Sure-Elex PVC
LWC-5 structural lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT FRS / CAV-GRIP PVC Adhesive -187.5
concrete insulating SecurShield (RIBBON) (RIBBON)
concrete
Min. 300 psi, pre- Insulation: (Optional) Additional layer(s) base insulation
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | Flexible FAST or
. . . . - . . . . Sure-Flex PVC or Sure-Flex PVC
LWC-6 structural lightweight 1.5-inch InsulBase, | Flexible FAST DT Glass Mat Roof Board or min. 0.5-inch SecurShield HD, Flexible FAST DT FRS / CAV-GRIP PVC Adhesive -187.5
concrete insulating SecurShield (RIBBON) SecurShield HD Plus or EcoStorm VSH or min. 2-inch (RIBBON)
concrete SecurShield HD Composite or min. 1.5-inch StormBase
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight P o Roof Cover MDP
No. (Note 1) Concrete (Note 14) Type ac Type ac (Note 15) (psf)*
P (Notes 6,7,8) P (Notes 6,7,8)
Min. 300 psi, pre-
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or
. . . . ) . . . Sure-Flex PVC or Sure-Flex PVC
LWC-7 structural lightweight 1.5-inch InsulBase, | Flexible FASTDT | Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Flexible FAST DT FRS / CAV-GRIP PVC Adhesive -187.5
concrete insulating SecurShield (RIBBON) Roof Board (RIBBON)
concrete
Min. 2,500 psi Zﬂx'i:{::tocﬁ';fff' Min. 1.5-inch Flexible FAST or @exible FAST or
LWC-8 stru.ctL;raI P lightweight InsuiBz;se Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC 350.0
ghtweig = (RIBBON, 6-inch P v (RIBBON, 6-inch | FRS / CAV-GRIP PVC Adhesive :
concrete insulating SecurShield
o.c.) o.c.)
concrete
. . Mi.n. 300 psi, pre- . . Flexible FAST or Insulation: (OpFionaI) Af:lditional layer(s) .base insulation Flexible FAST o
Min. 2,500 psi existent cellular (Optional) Min. . Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA .
LWC-9 structural lightweight 1.5-inch InsulBase Flexible FAST DT Glass Mat Roof Board in. 0.5-inch S Shield HD Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC 350.0
ghtweig : _ " | (RIBBON, 6-inch ass Viat Root board or min. .>-Inch Securshield AL, - pigpoN, 6-inch | FRS / CAV-GRIP PVC Adhesive :
concrete insulating SecurShield 0.c) SecurShield HD Plus or EcoStorm VSH or min. 2-inch 0.c)
concrete e SecurShield HD Composite -
Min. 300 psi, pre- . .
Min. 2,500 psi existent cellular (Optional) Min. Flex!ble FASIED Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or
LWC-10 | structural lightweight 1.5-inch InsulBase, | |1XIPIe FASTDT | "0 1 oard: Min. 0.25-inch SECUROCK G Fib Flexible FASTDT | Sure-Flex PVC or Sure-Flex PVC | 3,
lghtweig : _ * | (RIBBON, 6-inch | =2¥&rboard: viin. 0.2>-inc ypsum-riber (RIBBON, 6-inch | FRS/ CAV-GRIP PVC Adhesive :
concrete insulating SecurShield 0.c) Roof Board 0.c)
concrete e -
Min. 22 ga., Min. 300 psi, pre-
Type BV, Grade | existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or
-Flex PVC -Flex PVC
LWC-11 40 steel; 6 ft lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT [S::;e/ He);roBozrjva\j/I: ex -52.5
span, #12 HWH | insulating SecurShield (RIBBON) (RIBBON) y
Teks 5, 6” o.c. concrete
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Min. 300 psi, pre- ﬁ d(- l\’jrI 0 2)5 i |th Dy k(P) i 1I3E>:J ||I FA
Type BV, Grade | existent cellular (Optional) Min. Flexible FAST or ~overboare: Min. £.2--Inc . ens .ec rime, ] ce Flexible FAST or
. . . . Glass Mat Roof Board or min. 0.5-inch SecurShield HD, . Sure-Flex PVC or Sure-Flex PVC
LWC-12 40 steel; 6 ft lightweight 1.5-inch InsulBase, | Flexible FAST DT S Shield HD PI EcoSt VSH in. 2-inch Flexible FAST DT FRS / HydroBond WB -52.5
span, #12 HWH | insulating SecurShield (RIBBON) ecur !e us or .co orm 9r min. 2-inc (RIBBON) v
” SecurShield HD Composite or min. 1.5-inch StormBase
Teks 5, 6” o.c. concrete
(plywood top)
"I\'/Imé é%/gg;ade Z(Ii:é:r?tocZIslltljlzrre— Min. 1.5-inch Flexible FAST or Flexible FAST or
LWC-13 4\épsteel'l 6 ft lightweight Insu.IB.‘;\se Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT sure-Flex PVC or Sure-Flex PVC -75.0
; nghtweig v (RIBBON, 6-inch P v (RIBBON, 6-inch | FRS / HydroBond WB :
span, #12 HWH | insulating SecurShield
” o.c.) o.c.)
Teks 5, 6” o.c. concrete
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight P o Roof Cover MDP
No. (Note 1) Concrete (Note 14) Type ac Type ac (Note 15) (psf)*
P (Notes 6,7,8) P (Notes 6,7,8)
Min. 22 ga., Min. 300 psi, pre- . Insulation: (Optfional) A.dditional layer(s) Pase insulation ‘
) ) ) Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | Flexible FAST or
Type BV, Grade | existent cellular (Optional) Min. . —_— . ] . .
LWC-14 40 steel: 6 ft lishtweight 1.5-inch InsulBase Flexible FAST DT Glass Mat Roof Board or min. 0.5-inch SecurShield HD, Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC 75.0
! . & ‘ & ) . " | (RIBBON, 6-inch SecurShield HD Plus or EcoStorm VSH or min. 2-inch (RIBBON, 6-inch FRS / HydroBond WB ’
span, #12 HWH | insulating SecurShield . . . .
N o.c.) SecurShield HD Composite or min. 1.5-inch StormBase o.c.)
Teks 5, 6” o.c. concrete
(plywood top)
Min. 300 psi, pre- . . . ) .
! Insulation: (Optional) Additional layer(s) base insulation
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or ﬁ d( '3 0 2)5 inch D DY k(P) . DEXCRIEA Flexible FAST or Sure-Flex PVC or Sure-Elex PVC
LWC-15 structural lightweight 1.5-inch InsulBase, | Flexible FAST DT %' flg' 'd -ing X eln; .ech s;lmelB e Flexible FAST DT FRS / HydroBond WB -187.5
concrete insulating SecurShield (RIBBON) ass Viat Root soard or migegyinch St Base (RIBBON) v
(plywood top)
concrete
Min. 300 psi, pre- . .
Flexible FAST or . . - . . Flexible FAST or
in. i i i in. Insulation: (Opt 1) Addit 11 b lat
W6 'S\fr'zctzd‘:';o pst ﬁx';:fv'; c:t””'ar (105p?nocr;1a||r)15Mu:gase Flexible FAST DT 7(:“” ab'on d(' &_'OTZ)S : 'h'gna ;yeL(‘;) base I'Jn:; a”'(;:\ Flexible FAST DT | Sure-Flex PVC or Sure-FlexPVC |
lghtweig : . " | (RIBBON, 6-inch | =2¥erooard: ¥iin. ©.2o-inch Densbeck Frime, LAce (RIBBON, 6-inch | FRS/HydroBond WB :
concrete insulating SecurShield 0.c) Glass Mat Roof Board 0.c)
concrete - o
Min. 22 ga., Min. 300 psi, pre-
Type BV, Grade | existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC, Sure-Flex PVC
Lwc-17 40 steel; 6 ft lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT FRS or Sure-Flex KEE HP / Low -52.5
span, #12 HWH | insulating SecurShield (RIBBON) (RIBBON) VOC PVC BA
Teks 5, 6” o.c. concrete
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Min. 300 psi, pre- Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA
Type BV, Grade | existent cellular (Optional) Min. Flexible FAST or Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof | Flexible FAST or Sure-Flex PVC, Sure-Flex PVC
LWC-18 40 steel; 6 ft lightweight 1.5-inch InsulBase, | Flexible FAST DT Board, 0.4375-inch DEXcell Cement Roof Board or min. Flexible FAST DT FRS or Sure-Flex KEE HP / Low -52.5
span, #12 HWH | insulating SecurShield (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON) VOC PVC BA
Teks 5, 6” o.c. concrete EcoStorm VSH or min. 2-inch SecurShield HD Composite
or min. 1.5-inch StormBase (plywood top)
Min. 22 ga., Min. 300 psi, pre- . .
Type BV, Grade | existent cellular Min. 1.5-inch E:Zz:z:: :22?'_— g:_ E:Zz:z:z Eﬁg ng Sure-Flex PVC, Sure-Flex PVC
LWC-19 40 steel; 6 ft lightweight InsulBase, (RIBBON, 6-inch (Optional) Additional layer(s) of base insulation (RIBBON, 6-inch FRS or Sure-Flex KEE HP / Low -75.0
span, #12 HWH | insulating SecurShield ! ! VOC PVC BA
B o.c.) o.c.)
Teks 5, 6” o.c. concrete
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer

Top Insulation Layer(s)

System Deck Lightweight P o Roof Cover MDP
No. (Note 1) Concrete (Note 14) Type ac Type ac (Note 15) (psf)*
P (Notes 6,7,8) P (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Ml.n‘ 300 psi, pre- . . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, D.EXceII FA Flexible FAST or
Type BV, Grade | existent cellular (Optional) Min. . Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof \ Sure-Flex PVC, Sure-Flex PVC
. . . Flexible FAST DT . X Flexible FAST DT
LWC-20 40 steel; 6 ft lightweight 1.5-inch InsulBase, (RIBBON, 6-inch Board, 0.4375-inch DEXcell Cement Roof Board or min. (RIBBON, 6-inch FRS or Sure-Flex KEE HP / Low -75.0
span, #12 HWH | insulating SecurShield 0.c) ! 0.5-inch SecurShield HD, SecurShield HD Plus or 0c) ! VOC PVC BA
Teks 5, 6” o.c. concrete o EcoStorm VSH or min. 2-inch SecurShield HD Composite -
or min. 1.5-inch StormBase (plywood top)
Min. 300 psi, pre-
Min. 2,500 psi existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC, Sure-Flex PVC
LWC-21 structural lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT FRS or Sure-Flex KEE HP / Low -187.5
concrete insulating SecurShield (RIBBON) (RIBBON) VOC PVC BA
concrete
R . Insulation: (Optional) Additional layer(s) base insulation
Min. 300 psi, pre- Coverboard: Min. 0.25-inch DensDeck Prime or DEXcell
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or Fz\gr oa’\;l .t Rm.f B -|(;1c0 4:;55 'ech DrEI)TeI(I):: cet Flexible FAST or Sure-Flex PVC, Sure-Flex PVC
LWC-22 structural lightweight 1.5-inch InsulBase, | Flexible FAST DT - f;ss da o? Oo:r. ! h'S _;: Id HI;eS em;: I Flexible FAST DT FRS or Sure-Flex KEE HP / Low -187.5
concrete insulating SecurShield (RIBBON) 001 Board or min. B.>-Inch Secur>hiela 1, Securshield | g ppop) VOC PVC BA
concrete HD Plus or EcoStorm VSH or min. 2-inch SecurShield HD
Composite or min. 1.5-inch StormBase (plywood top)
Min. 300 psi, pre-
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or
. X . . ) . . . Sure-Flex PVC or Sure-Flex KEE
LWC-23 structural lightweight 1.5-inch InsulBase, | Flexible FAST DT Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Flexible FAST DT HP / Low VOC PVC BA -187.5
concrete insulating SecurShield (RIBBON) Roof Board (RIBBON)
concrete
Min. 2,500 psi Zﬂx?:{:ﬁoc';ﬂ';f;e' Min. 1.5-inch Qe xible FAST or Flexible FAST or
LWC-24 stru;:tllral P lightweight InsuiBése N Dle FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC -350.0
lghtwelg = (RIBBON, 6-inch P ¥ (RIBBON, 6-inch | FRS/Low VOC PVC BA :
concrete insulating SecurShield
o.c.) o.c.)
concrete
i X Insulation: (Optional) Additional layer(s) base insulation
Min. 300 psi, pre- Flexible FAST or | Coverboard: Min. 0.25-inch DensDeck Pri DEXcell | Flexible FAST or
Min. 2,500 psi existent cellular (Optional) Min. . Loverboard: Min. 0.2>-Inch Dens .ec rime or ce . Sure-Flex PVC, Sure-Flex PVC
) . . Flexible FAST DT FA Glass Mat Roof Board, 0.4375-inch DEXcell Cement Flexible FAST DT
LWC-25 structural lightweight 1.5-inch InsulBase, R . X R X . FRS or Sure-Flex KEE HP / Low -350.0
. . . (RIBBON, 6-inch Roof Board or min. 0.5-inch SecurShield HD, SecurShield | (RIBBON, 6-inch
concrete insulating SecurShield X X X VOC PVC BA
concrete o.c.) HD Plus or EcoStorm VSH or min. 2-inch SecurShield HD o.c.)

Composite
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight P o Roof Cover MDP
No. (Note 1) Concrete (Note 14) Type ac Type ac (Note 15) (psf)*
P (Notes 6,7,8) P (Notes 6,7,8)
Min. 300 psi, pre- . .
Flexible FAST or . . . X . Flexible FAST or
Min. 2,500 psi istent cellul Optional) Min. Insulation: (Optional) Additional layer(s) base insulation
in. 2,500psi | existent cellular | (Optional) Min Flexible FAST DT (Optional) A ver(s) : Flexible FAST DT | Sure-Flex KEE HP / Low VOC PVC
LWC-26 structural lightweight 1.5-inch InsulBase, : Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber . -350.0
. . . (RIBBON, 6-inch - (RIBBON, 6-inch BA
concrete insulating SecurShield Roof Board
o.c.) o.c.)
concrete
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., Min. 300 psi, pre- Sure-Flex PVC FleeceBACK, Sure-
Type BV, Grade | existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Flex PVC FRS FleeceBACK or
LWC-27 40 steel; 6 ft lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT Sure-Flex KEE HP FleeceBACK / -52.5
span, #12 HWH | insulating SecurShield (RIBBON) (RIBBON) Flexible FAST or Flexible FAST DT
Teks 5, 6” o.c. concrete (FULL) or HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Min. 300 psi, pre- ﬁrd( l\?lin 0 2)5—in h Den DV k(P)rim DEXcell EA Sure-Flex PVC FleeceBACK, Sure-
Type BV, Grade | existent cellular (Optional) Min. Flexible FAST or %' ¢ B' 'd §ECUERSCECG & Fib CTR ¢ Flexible FAST or Flex PVC FRS FleeceBACK or
LWC-28 | 40 steel; 6 ft lightweight L5-inch InsulBase, | Flexible FASTDT | assd a _°°0 5°?r h‘;r " HDV‘;SU”“S}']_ ‘*IL H°§ Flexible FAST DT | Sure-Flex KEE HP FleeceBACK / 525
span, #12 HWH | insulating SecurShield (RIBBON) Rard orgn. ©.5e ecu.fr |e. ’ ecur. '€ (RIBBON) Flexible FAST or Flexible FAST DT
” Plus or EcoStorm VSH or min. 2-inch SecurShield HD
Teks 5, 6” o.c. concrete y . : (FULL) or HydroBond WB
Composite or min. 1.5-inch StormBase (plywood top)
Min. 22 ga., Min. 300 psi, pre- Sure-Flex PVC FleeceBACK, Sure-
Type BV, Grade <=:X|sten'F cellular (Opﬁlonal) Min. FIex!bIe FAST or Insulation: (Optional) Additional layer(s) base insulation Flex!ble FAST or Flex PVC FRS FleeceBACK or
LWC-29 40 steel; 6 ft lightweight 1.5-inch InsulBase, | Flexible FAST DT 7C board: 0.4375-inch DEXcell C t Roof Board Flexible FAST DT Sure-Flex KEE HP FleeceBACK / -52.5
span, #12 HWH | insulating SecursShield (RIBBON) Ser2are: ©.4375-neh LrAcel Lement Root Boan (RIBBON) Flexible FAST or Flexible FAST DT
Teks 5, 6” o.c. concrete (FULL)
Min. 22 ga., Ml.n‘ 300 psi, pre- . . Flexible FAST or Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
Type BV, Grade | existent cellular Min. 1.5-inch . . Flex PVC FRS FleeceBACK or
. . Flexible FAST DT . . . . Flexible FAST DT
LWC-30 40 steel; 6 ft lightweight InsulBase, R (Optional) Additional layer(s) of base insulation . Sure-Flex KEE HP FleeceBACK / -75.0
. . ‘ (RIBBON, 6-inch (RIBBON, 6-inch . .
span, #12 HWH | insulating SecurShield oc) 0.c) Flexible FAST or Flexible FAST DT
Teks 5, 6” o.c. concrete "\ - (FULL) or HydroBond WB
Min. 22 ga Min. 300 bsi. pre Insulation: (Optional) Additional layer(s) base insulation s Flex PVC Fl BACK. S
in. . in. i, pre- ) ) . ) - - , -
J . pst, p ) . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | Flexible FAST or ure-riex eece ure
Type BV, Grade | existent cellular (Optional) Min. . T . . Flex PVC FRS FleeceBACK or
. . . Flexible FAST DT Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST DT
LWC-31 40 steel; 6 ft lightweight 1.5-inch InsulBase, R ) . . . . Sure-Flex KEE HP FleeceBACK / -75.0
: : ) (RIBBON, 6-inch Board or min. 0.5-inch SecurShield HD, SecurShield HD (RIBBON, 6-inch i ;
span, #12 HWH | insulating SecurShield R . . Flexible FAST or Flexible FAST DT
Teks 5. 6” o.c. concrete o.c.) Plus or EcoStorm VSH or min. 2-inch SecurShield HD o.c.) (FULL) or HydroBond WB
’ Composite or min. 1.5-inch StormBase (plywood top)
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
Top Insulation Layer(s)

Base Insulation Layer

System Deck Lightweight P o Roof Cover MDP
No. (Note 1) Concrete (Note 14) Type ac Type ac (Note 15) (psf)*
P (Notes 6,7,8) P (Notes 6,7,8)
Min. 22 ga., Ml.n. 300 psi, pre- ‘ . Flexible FAST or Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
Type BV, Grade | existent cellular (Optional) Min. . . . . . . . Flex PVC FRS FleeceBACK or
. . . Flexible FAST DT Insulation: (Optional) Additional layer(s) base insulation | Flexible FAST DT
LWC-32 40 steel; 6 ft lightweight 1.5-inch InsulBase, (RIBBON, 6-inch Coverboard: 0.4375-inch DEXcell Cement Roof Board (RIBBON, 6-inch Sure-Flex KEE HP FleeceBACK / -75.0
span, #12 HWH | insulating SecurShield 0c) ! ~overboard: o ¢ celi Leme 0 0.c) ! Flexible FAST or Flexible FAST DT
Teks 5, 6” o.c. concrete e - (FULL)
Min. 300 psi, pre- Sure-Flex PVC FleeceBACK, Sure-
Min. 2,500 psi existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or Flex PVC FRS FleeceBACK or
LWC-33 structural lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST DT Sure-Flex KEE HP FleeceBACK / -187.5
concrete insulating SecurShield (RIBBON) (RIBBON) Flexible FAST or Flexible FAST DT
concrete (FULL) or HydroBond WB
X . Insulation: (Optional) Additional layer(s) base insulation
Min. 300 psi, pre- Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Sure-Flex PVC FleeceBACK, Sure-
Min. 2,500 psi | existent cellular (Optional) Min. Flexible FAST or | =>= *2=" ¥ Vot 8 f'B' ” ineh iy °h A : hield HD Flexible FASTor | Flex PVC FRS FleeceBACK or
LWC-34 | structural lightweight 1.5-inch InsulBase, | Flexible FAST DT | 2°° Miat MO0t Board ormin. B.5-Ch SECUrsield HB, - gjoyible FAST DT | Sure-Flex KEE HP FleeceBACK/ | -187.5
. . . SecurShield HD Plus or EcoStorm VSH or min. 2-inch . .
concrete insulating SecurShield (RIBBON) . . . A (RIBBON) Flexible FAST or Flexible FAST DT
SecurShield HD Composite or min. 1.5-inch StormBase
concrete (FULL) or HydroBond WB
(plywood top)
Min. 300 psi, pre- Sure-Flex PVC FleeceBACK, Sure-
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or Insulation: (Optional) Additional layer(s) base insulation Flexible FAST or Flex PVC FRS FleeceBACK or
LWC-35 structural lightweight 1.5-inch InsulBase, | Flexible FAST DT Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Flexible FAST DT Sure-Flex KEE HP FleeceBACK / -187.5
concrete insulating SecurShield (RIBBON) Roof Board or 0.4375-inch DEXcell Cement Roof Board (RIBBON) Flexible FAST or Flexible FAST DT
concrete (FULL)
. . Ml.n‘ 300 psi, pre- . . Flexible FAST or Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
Min. 2,500 psi existent cellular Min. 1.5-inch Flexible EAST DT Flexible FAST DT Flex PVC FRS FleeceBACK or
LWC-36 structural lightweight InsulBase, R (Optional) Additional layer(s) of base insulation ; Sure-Flex KEE HP FleeceBACK / -350.0
. . . (RIBBON, 6-inch (RIBBON, 6-inch . .
concrete insulating SecurShield o) o) Flexible FAST or Flexible FAST DT
concrete N - (FULL) or HydroBond WB
in. i - Insulation: (Optional) Additional layer(s) base insulation - -
. . |V|I.I’l 300 psi, pre . . Flexible FAST or ( P. ) . yer(s) . Flexible FAST or Sure-Flex PVC FleeceBACK, Sure
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST DT Flex PVC FRS FleeceBACK or
LWcC-37 structural lightweight 1.5-inch InsulBase, R Glass Mat Roof Board or min. 0.5-inch SecurShield HD, . Sure-Flex KEE HP FleeceBACK / -350.0
. . ) (RIBBON, 6-inch . ) X (RIBBON, 6-inch . .
concrete insulating SecurShield o) SecurShield HD Plus or EcoStorm VSH or min. 2-inch o) Flexible FAST or Flexible FAST DT
concrete Yy SecurShield HD Composite o (FULL) or HydroBond WB
Min. 300 psi, pre- . . Sure-Flex PVC FleeceBACK, Sure-
FI le FAST . . . . . Flexible FAST or !
Min. 2,500 psi | existentcellular | (Optional) Min. Fl:i:;: ) A:T Or | Insulation: (Optional) Additional layer(s) base insulation | %2 "2 2L | Flex PVC FRS FleeceBACK or
LWC-38 structural lightweight 1.5-inch InsulBase, R Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber . Sure-Flex KEE HP FleeceBACK / -350.0
. . . (RIBBON, 6-inch - R (RIBBON, 6-inch . .
concrete insulating SecurShield 0.c) Roof Board or 0.4375-inch DEXcell Cement Roof Board o) Flexible FAST or Flexible FAST DT
concrete e - (FULL)
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TABLE 48-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

NEmoO| etc.

SYSTEM TYPE F: LWC TO STEEL DECK, BONDED BAREBACK ROOF COVER

System B Lightweight Concrete (Note 14) Supplemental Attachment Roof Cover (Note 15) MDP_
No. Type | Treatment Fastener | Density Type Attach (psf)*
BAREBACK APPLICATIONS:
Min. 22 ga., Type BV, Grade 33 steel; CELCORE (24-0906.02): Min. 36 pcf wet cast density, min. 200
LWC-39 6 ft span, %- inch dia. puddle welds psi, min. 2-inch thick Celcore MF Cellular Concrete (cast with | None None N/A Sure-Flex PVC Low VOC PVC BA -60.0
with weld- washers, 6-inch o.c. or without min. 1-inch EPS holey board). Note A.
Min. 22 ga., Type BV, Grade 33 steel; CELCORE (24-0906.02): Min. 36 pcf wet cast density, min.
LWC-40 6 ft span, %- inch dia. puddle welds 200 psi, min. 2-inch thick Celcore MF Cellular Concrete None Note 2 1per9.0ft? | Sure-Flex PVC Low VOC PVC BA -67.5
with weld- washers, 6-inch o.c. (cast with or without min. 1-inch EPS holey board). Note A.
_ CELCORE (24-0906.02):
Min. 22 ga., Type B\,{’ Grade 40 Treatment: Celcore S-1 Deck Preparation Slurry
LWC-41 stgel; 6 ft span, 5/8” puddle welds, LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular None None N/A Sure-Flex PVC Low VOC PVC BA -82.5
G-inch o.c. Concrete with Celcore HS Rheology Modifying Admixture
Min. 22 ga., Type BV, Grade 33 steel; CELCORE (24-0906.02): Min. 36 pcf wet cast density, min.
LWC-42 6 ft span, %" puddle welds with weld- | 200 psi, min. 2-inch thick Celcore MF Cellular Concrete None Note 2 1per1.0ft* | Sure-Flex PVC Low VOC PVC BA -90.0
washers, 6-inch o.c. (cast with or without min. 1-inch EPS holey board). Note A.
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (21-1229.06): Concrecel Bonding Agent Concrecel
LWC-43 5 ft span; 5/8” puddle welds with followed by min. 350 psi, min. 2.25-inch thick, Concrecel Curing N/A N/A Sure-Flex KEE HP Low VOC PVC BA -97.5
weld washers, 6” o.c. Lightweight Insulating Concrete (EPS holey board optional) Compound
Min. 20 ga., Type BV, Grade 33 steel; g r . . .
LWC-44 6-ft 3-inch span; 5/8” puddle welds or E:_aAsSthliiL;;ﬁZflgllz\}\?l‘?'(’I\E/ll;glbiza?dp:;):iqc::‘alz)_ln(:h L) None None N/A Sure-Flex KEE HP Low VOC PVC BA -52.5
#12 HWH Teks 5, 6-inch o.c.
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick,
LWC-45 steel; 6-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 2-inch thick, minimum 1.0 | None None N/A Sure-Flex KEE HP Low VOC PVC BA -82.5
or #12 HWH Teks 5, 6-inch o.c. pcf EPS holey board required)
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick,
LWC-46 steel; 5-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 1-inch thick, minimum 1.0 | None None N/A Sure-Flex KEE HP Low VOC PVC BA -97.5
or #12 HWH Teks 5, 6-inch o.c. pcf EPS holey board required)
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick,
LWC-47 steel; 5-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 2-inch thick, minimum 1.0 | None None N/A Sure-Flex KEE HP Low VOC PVC BA -112.5
or #12 HWH Teks 5, 6-inch o.c. pcf EPS holey board required)
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TABLE 4B-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO| etc.

SYSTEM TYPE F: LWC TO STEEL DECK, BONDED FLEECEBACK ROOF COVER
i i Supplemental Attachment Roof Cover (Note 15
System E Lightweight Concrete (Note 14) pp (Note 15) MDI;
No. Type Treatment Fastener | Density Type Attach (psf)
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
CELCORE (24-0906.02): i
, ( ) _ Sure-Flex PVC FleeceBACK, | eXible FAST
Min. 22 ga., Type BV, Grade 40 Treatment: Celcore S-1 Deck Preparation Slurry Sure-Flex PVC FRS or Flexible
LWC-48 steel; 6 ft span, 5/8” puddle welds, LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Celcore PVA None N/A FleeceBACK or Sure-Flex FAST DT -82.5
6-inch o.c. CeIIu.Iar Concrete with Celcore HS Rheology Modifying KEE HP FleeceBACK §R|BBON, 6-
Admixture inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., Type BV, Grade 33 steel; CFLCORE (24—0996.02.): Min. .36 pcf wet cast density, Sure-Flex PVC FleeceBACK, FIembIc.e FAST
LWC.49 6 ft span, %” puddle welds with weld- min. 200 psi, min. 2-inch thick Celcore MF Cellular None None N/A Sure-Flex PVC FRS or Flexible
washers’G inch o.c Concrete (cast with or without min. 1-inch EPS holey FleeceBACK or Sure-Flex FAST DT -60.0
! o board). Note A. KEE HP FleeceBACK (FULL)
Min. 22 ga., Type BV, Grade 33 steel; CEFCORE (24.—09(.)6.02.): Min. .36 pcf wet cast density, Sure-Flex PVC FleeceBACK, FIeX|bI<.e FAST
LWC-50 6 ft span, %” puddle welds with weld- min. 200 psi, min. 2-inch thick Celcore MF Cellular None Note 2 1per9.0 | Sure-Flex PVC FRS or Flexible
washers ,6 inch o.c Concrete (cast with or without min. 1-inch EPS holey ft? FleeceBACK or Sure-Flex FAST DT -67.5
! o board). Note A. KEE HP FleeceBACK (FULL)
Min. 22 ga., Type BV, Grade 33 CFLCORE (24.—0996.02.): Min. .38 pcf wet cast density, Sure-Flex PVC FleeceBACK, FIeX|bIc.-.- FAST
LWC51 steel: 4 ft span. puddle welds with min. 200 psi, min. 2-inch thick Celcore MF Cellular Celcore PVA None N/A Sure-Flex PVC FRS or Flexible
3/8—i’nch WSId—\'NF;shers 6-inch o.c Concrete (cast with or without min. 1-inch EPS holey FleeceBACK or Sure-Flex FAST DT -67.5
! o board). Note A. KEE HP FleeceBACK (FULL)
Min. 22 ga., Type BV, Grade 33 steel; CFLCORE (24.—0996.02.): Min. .36 pcf wet cast density, Sure-Flex PVC FleeceBACK, FIeX|bI§ FAST
WC-52 6 ft span, %” puddle welds with weld- min. 200 psi, min. 2-inch thick Celcore MF Cellular None Note 2 1per1.0 | Sure-Flex PVC FRS or Flexible
WashersIG»inch o Concrete (cast with or without min. 1-inch EPS holey ft? FleeceBACK or Sure-Flex FAST DT -120.0
! o board). Note A. KEE HP FleeceBACK (FULL)
CONCRECEL (21-1229.06): Deck primed with Concrecel .
Min. 22 ga., Type BV, Grade 80 steel; Bonding Agent at 600 ft?/gallon. Min. 350 psi, min. 2- (Optional) Sure-Flex PVC FleeceBACK, .
” . . ) X . . Concrecel Sure-Flex PVC FRS Flexible FAST
LWC-53 5-ft span; 5/8” puddle welds with inch thick, Concrecel Lightweight Insulating Concrete R None N/A 975
. L K . L Curing FleeceBACK or Sure-Flex (FULL) .
weld-washers, 6-inch o.c. (Minimum 1-inch thick, minimum 1.0 pcf EPS holey
. Compound KEE HP FleeceBACK
board required)
Sure-Flex PVC Fl BACK
Min. 22 ga., Type BV, Grade 80 CONCRECEL (21-1229.06): Min. 350 psi, min. 2-inch thick, ure-riex cecesAth .
" . X . Sure-Flex PVC FRS Flexible FAST
LWC-54 steel; 6-ft span; 5/8” puddle Concrecel Lightweight Insulating Concrete (No EPS None None N/A -105.0
welds. 6-inch o.c board) FleeceBACK or Sure-Flex (FULL)
] -C. KEE HP FleeceBACK
Min. 22 ga., Type BV, Grade 80 steel; CQNCRECEL (21—12.29.06):.M|n‘ 350 psi, min. 2-inch Sure-Flex PVC FleeceBACK, .
LWC-55 6-ft span: 5/8” puddle welds with thick, Concrecel Lightweight Insulating Concrete None None N/A Sure-Flex PVC FRS Flexible FAST 135.0
weld was’hers 6-inch o.c (Minimum 2-inch thick, minimum 1.0 pcf EPS holey FleeceBACK or Sure-Flex (FULL) ’
! o board required) KEE HP FleeceBACK
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NEmoO| etc.
TABLE 4B-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC TO STEEL DECK, BONDED FLEECEBACK ROOF COVER

Lichtweight Concrete (Note 14 Supplemental Attachment Roof Cover (Note 15) MDP
System Deck (Note 1) B 8 {Note 14) PP = "
No. Type Treatment Fastener Density Type Attach (psf)
. Sure-Flex PVC FleeceBACK,
Min. 20 ga., Type BV, Grade 33 steel; | o\ <00\ (93 0817.05): Min. 320 psi, min. 2-inch thick, Sure-Flex PVC FRS Flexible FAST
LWC-56 6-ft 3-inch span; 5/8” puddle welds or X . None None N/A -52.5
#12 HWH Teks 5. 6-inch o.c Elastizell Range Il LWIC (EPS board optional) FleeceBACK or Sure-Flex (FULL)
! o KEE HP FleeceBACK
-Flex PVC FI BACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick, ZEIZF@ Pvg F;Sece K, Flexible FAST
LWC-57 steel; 6-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 2-inch thick, None None N/A -82.5
or #12 HWH Teks 5, 6-inch o.c minimum 1.0 pcf EPS holey board required) FleeceBACK or Sure-Flex (FuLL)
' < oP Y 4 KEE HP FleeceBACK
-Flex PVC FI BACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick, :z::Hgi PVE F;Sece cK, Flexible FAST
LWC-58 steel; 5-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 1-inch thick, None None N/A -97.5
or #12 HWH Teks 5, 6-inch o.c minimum 1.0 pcf EPS holey board required) FleeceBACK or Sure-Flex (FULL)
' © oP Y 4 KEE HP FleeceBACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick, zﬂ:zi:gi Exg E';:ceBACK' Flexible FAST
LWC-59 steel; 5-ft span; 5/8” puddle welds Elastizell Range Il LWIC (Minimum 2-inch thick, None None N/A -112.5
or #12 HWH Teks 5, 6-inch o.c minimum 1.0 pcf EPS holey board required) FleeceBACK or Sure-Flex (FULL)
' < oP Y 4 KEE HP FleeceBACK
Note: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength testing
shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield a
Minimum Characteristic Resistance Force (MCRF) not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note
12 is recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION

NEmoO| etc.

SYSTEM TYPE F: LWC TO CONCRETE DECK, BONDED BAREBACK ROOF COVER

System X X Roof Cover (Note 15) MDP
No. Deck (Note 1) R Membrane Application (psf)*
BAREBACK APPLICATIONS:
Min. 2,500 psi CELCORE (24-0906.02): Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular
LWC- Sure-Flex PVC Low VOC PVC BA -220.0
c-60 structural concrete Concrete (cast with or without min. 1-inch EPS holey board). Note A. ure-t e ow
LWC-61 Min. 2,500 psi CONCRECE'L (21-1229.06): Min. 350 psi, min. 2.5-inch thick, Concrecel Lightweight Insulating Concrete (EPS Sufe-Flex KEE HP Low VOC PVC BA 23300
structural concrete board optional)
Min. 2,500 psi Min. 350 psi, min. 2-inch thick pre-existent cellular lightweight insulating concrete; Note: To qualify the
LWC-62 Sure-Flex KEE HP Low VOC PVC BA -330.0
c6 structural concrete LWIC, an OMG CR-R Assembled Base Sheet Fastener (1.7 in.) shall achieve a MCRF > 101 Ibf per Note 11. e ow

TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC TO CONCRETE DECK, BONDED FLEECEBACK ROOF COVER

System IR Roof Cover (Note 15 MDP
No. Deck (Note 1) ightweight Concrete (Note 14) Membrane Application (psf)*
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . . . L \ . Sure-Flex PVC FleeceBACK, Sure-Flex PVC Flexible FAST or
WC-63 Min. 2,500 psi CELCORE (24—090§.02). M{n. 36 pcf wet .cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular FRS FleaceBACK or Sure-Flex KEE HP Flexible FAST DT 2325
structural concrete Concrete (cast with or without min. 1-inch EPS holey board). Note A.
Yy FleeceBACK (FULL)
) . ) L . . . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC
WC-64 Min. 2,500 psi CONCRECE.L (21-1229.06): Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (EPS FRS FleeceBACK or Sure-Flex KEE HP Flexible FAST (FULL) 2825
structural concrete board optional)
FleeceBACK
Min. 2.500 psi Sure-Flex PVC FleeceBACK, Sure-Flex PVC
LWC-65 o P ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) FRS FleeceBACK or Sure-Flex KEE HP Flexible FAST (FULL) -240.0
structural concrete
FleeceBACK
Min. 2.500 psi Sure-Flex PVC FleeceBACK, Sure-Flex PVC
LWC-66 T P ELASTIZELL (23-0817.05): Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) FRS FleeceBACK or Sure-Flex KEE HP Flexible FAST (FULL) -250.0
structural concrete
FleeceBACK
Sure-Flex PVC FleeceBACK, Sure-Flex PVC
Min. 2,500 psi Min. 350 psi, min. 2-inch thick pre-existent cellular lightweight insulating concrete; Note: To qualify the ! .
ey structural concrete LWIC, an OMG CR-R Assembled Base Sheet Fastener (1.7 in.) shall achieve a MCRF > 101 Ibf per Note 11. :;Seilee:ACEEACK or Sure-Flex KEE HP Flexible FAST (FULL) 282:5
-Flex PVC FI BACK -Flex PVC Flexible FAST DT
LWC-68 Min. 2,500 psi Min. 350 psi, min. 2-inch thick pre-existent cellular lightweight insulating concrete; Note: To qualify the IS::;eFlez);eBACKi)erc:ure-FI’e)s(ulgsE Her (S?I(.II?'IEFERSat 35 345.0
structural concrete LWIC, an OMG CR-R Assembled Base Sheet Fastener (1.7 in.) shall achieve a MCRF > 101 Ibf per Note 11. ’ ’
FleeceBACK 4.0 Ibs/sq)
Note: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength testing

shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield a Minimum
Characteristic Resistance Force (MCRF) not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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NEmoO| etc.

TABLE 4p: PRE-EXISTENT LIGHTWEIGHT INSULATING CONCRETE DECKS - REROOF (TEAR-OFF)
SYSTEM TYPE F: LWC, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when installed atop the pre-existent substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Field QA . Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12 Primer
No. (Note 1, ) Fastener Withdrawal per TAS 105 per Note 11 Base Ply Cap Ply (psf)®
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
FLEECEBACK MEMBRANES:
LWC-69 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Il Adhesive/Primer | SureMB 70 SA, Sure-Flex PVC FleeceBACK / 2975
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) :
LWC-70 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Il Adhesive/Primer | SureMB 70 SA, Sure-Flex KEE HP FleeceBACK / -360.0
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) :
-exi i i Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners -
LWC-71 Pre eX|stent.ce|Iu|ar Ilghtwelght . st > D . g None None Sure. Flex PVC FleeceBACK / 3725
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners Sure-Flex KEE HP FleeceBACK /
LWC-72 R . . . . . . None None . -410.0
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO| etc.

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System MDP
N Deck (Note 1) Attach Attach - £)*
o. Type Type Type Application | (psf)
(Notes 6,7,8) (Notes 6,7,8)
BAREBACK APPLICATIONS:
Insulation: (Optional) Additional layer(s) base insulation
Min. 2-inch Tectum Plank: 4 Flexible FasT | nsulation: (Optional) A ver(s) Flexible FAST
o . . . X Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA .
CWE-1 ft span, Trufast #12 Purlin (Optional) Min. 1.5-inch InsulBase, | or Flexible 7& Mat Roof Board or SECUROCK G Fiber Roof or Flexible Sure-Flex PVC or Sure- CAV-GRIP 825
Fastener with Trufast 2" Securshield FAST DT ass Viat ool Board of 5t+- ypsum-river 1001 | rastpT Flex PVC FRS PVC Adhesive :
Metal Seam Plate, 3 per joist (RIBBON) Board, Min. 0.5-inch SecurShield HD, SecurShield HD (RIBBON)
Plus or EcoStorm VSH
Min. 2-inch Tectum Plank; 4 Min. 1.5-inch InsulBase Flexible FAST (Optional) Additional layer(s) base insulation, min. 0.25- Flexible FAST
CWE-2 ft span, Trufast #12 Purlin SeCl;rS'hieId and/or min' 2-inch or Flexible inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible Sure-Flex PVC or Sure- CAV-GRIP 825
Fastener with Trufast 2” securShield HD Com os.ite FAST DT or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch FAST DT Flex PVC FRS PVC Adhesive :
Metal Seam Plate, 3 per joist P (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm VSH (RIBBON)
Insulation: (Optional) Additional layer(s) base insulation
Min. 2-inch Tectum Plank; 4 Flexible FAST Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST
CWE-3 ft span, Trufast #12 Purlin (Optional) Min. 1.5-inch InsulBase, | or Flexible Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof or Flexible Sure-Flex PVC or Sure- HydroBond B- 825
Fastener with Trufast 2” SecurShield FAST DT Board, Min. 0.5-inch SecurShield HD, SecurShield HD FAST DT Flex PVC FRS A .
Metal Seam Plate, 3 per joist (RIBBON) Plus or EcoStorm VSH or Min. 1.5-inch StormBase (RIBBON)
(plywood top)
Min. 2-inch Tectum Plank; 4 Min. 1.5-inch InsulBase Flexible FAST (Optional) Additional layer(s) base insulation, min. 0.25- Flexible FAST
CWE-4 ft span, Trufast #12 Purlin SeCL;rS.hieId and/or min’ 2-inch or Flexible inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or Flexible Sure-Flex PVC or Sure- HydroBond B- 825
Fastener with Trufast 2” securshield HD Com os.ite FAST DT or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch FAST DT Flex PVC FRS A :
Metal Seam Plate, 3 per joist P (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm VSH (RIBBON)
Insulation: (Optional) Additional layer(s) base insulation
Min. 2-inch Tectum Plank; 4 Flexible FAST Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | Flexible FAST
o . . . K . . Sure-Flex PVC, Sure-Flex
CWE-5 ft span, Trufast #12 Purlin (Optional) Min. 1.5-inch InsulBase, | or Flexible Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof or Flexible PVC FRS or Sure-Flex KEE Low VOC PVC 825
Fastener with Trufast 2” SecurShield FAST DT Board, 0.4376-inch DEXcell Cement Roof Board, Min. FAST DT HP BA !
Metal Seam Plate, 3 per joist (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON)
EcoStorm VSH or Min. 1.5-inch StormBase (plywood top)
. (Optional) Additional layer(s) base insulation, min. 0.25- .
:“"' 2'";“thetC:‘1'; slaT'k; 4 Min. 1.5-inch InsulBase, zlf:ll:::bl::ﬂ inch DensDeck Prime, DEXcell FA Glass Mat Roof Board zLe:;Sl?bTSST Sure-Flex PVC, Sure-Flex Low VOC PVC
CWF-6 span, frutas ur,,m SecurShield and/or min. 2-inch or SECUROCK Gypsum-Fiber Roof Board, 0.4376-inch PVC FRS or Sure-Flex KEE -82.5
Fastener with Trufast 2 i K FAST DT . . . FAST DT BA
Metal Seam Plate, 3 per joist SecurShield HD Composite (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON) HP
HD, SecurShield HD Plus or EcoStorm VSH
- — - - in. 0.25- .
Flexible FAST -(Optlonal) Add|thnal layer(s) base insulation, min. 0.25 Flexible FAST
. . inch DensDeck Prime, DEXcell FA Glass Mat Roof Board
. . Min. 1-inch InsulBase or (FULL) or . . X (FULL) or Sure-Flex PVC or Sure- CAV-GRIP
CWEF-7 Min. 2-inch Tectum Plank R R or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch . ) -277.5
SecurShield Flexible FAST . . Flexible FAST Flex PVC FRS PVC Adhesive
DT (FULL) SecurShield HD, SecurShield HD Plus or EcoStorm VSH or DT (FULL)
min. 1.5-inch SecurShield HD Composite
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS.

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System MDP
No Deck (Note 1) Attach Attach - £)*
. Type Type Type Application | (psf)
(Notes 6,7,8) (Notes 6,7,8)
Min. 0.25-inch DensDeck Prime,
CWE-8 Min. 2-inch Tectum Plank Board or min. 0.5-inch SecurShield (FUL.L) or None N/A Sure-Flex PVC or Sure- CAV-GRIP . -277.5
. Flexible FAST Flex PVC FRS PVC Adhesive
HD, SecurShield HD Plus or DT (FULL)
EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
Flexible FAST ?Optlonal) Add|t|qna| layer(s) base insulation, min. 0.25- Flexible EAST
Min. 1-inch InsulBase or (FULL) or inch DensDeck Prime, DEXcell FRjlgegilat Rag Board (FULL) or Sure-Flex PVC or Sure- HydroBond
CWF-9 Min. 2-inch Tectum Plank T R or SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch . v -277.5
SecurShield Flexible FAST . . Flexible FAST Flex PVC FRS WB
DT (FULL) SecurShield HD, SecurShield HD Plus or EcoStorm VSH or DT (FULL)
min. 1.5-inch SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
CWF-10 | Min. 2-inch Tectum Plank | Board or min. 0.5-inch Securshield | (Ot O None N/A Sure-Flex PVC or Sure- HydroBond 2775
. Flexible FAST Flex PVC FRS WB
HD, SecurShield HD Plus or DT (FULL)
EcoStorm VSH or min. 1.5-inch
SecurShield HD Composite
(Optional) Additional layer(s) base insulation, min. 0.25-
Flexible FAST inch DensDeck Prime, DEXcell FA Glass Mat Roof Board Flexible FAST Sure-Flex PVC. Sure-Flex
. . Min. 1-inch InsulBase or (FULL) or or SECUROCK Gypsum-Fiber Roof Board, 0.4376-inch (FULL) or ’
By Vin- 2-inch Tectum Plank SecurShield Flexible FAST DEXcell Cement Roof Board or min. 0.5-inch SecurShield Flexible FAST E\F/’C FRS or Sure-Flex KEE Low VOC BA 277:5
DT (FULL) HD, SecurShield HD Plus or EcoStorm VSH or min. 1.5- DT (FULL)
inch SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof .
Board, 0.4376-inch DEXcell ::;EXIIE)IZEAST Sure-Flex PVC, Sure-Flex
CWF-12 | Min. 2-inch Tectum Plank Cement Roof Board or min. 0.5- . None N/A PVC FRS or Sure-Flex KEE Low VOC BA -277.5
. . : Flexible FAST
inch SecurShield HD, SecurShield DT (FULL) HP
HD Plus or EcoStorm VSH or min.
1.5-inch SecurShield HD
Composite

FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1:
REFER TO NOTE 168 FOR VAPOR BARRIER OPTIONS.

BONDED INSULATION, BONDED ROOF COVER

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System MDP
Deck (Note 1) Attach Attach - (bsf)*
No. Type Type Type Application | (psf)
(Notes 6,7,8) (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base insulation SUre-Flex PVC
Min. 2-inch Tectum Plank: 4 Flexible FAST Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST 4 X Flexible FAST
’ . . . K = . FleeceBACK, Sure-Flex X
CWE-13 ft span, Trufast #12 Purlin (Optional) Min. 1.5-inch InsulBase, | or Flexible Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof or Flexible PVC FRS FleeceBACK or or Flexible 825
Fastener with Trufast 2” SecurShield FAST DT Board, 0.4376-inch DEXcell Cement Roof Board, Min. FAST DT Sure-Elex KEE HP FAST DT :
Metal Seam Plate, 3 per joist (RIBBON) 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON) FleeceBACK (FULL)
EcoStorm VSH or Min. 1.5-inch StormBase (plywood top)
o . (Optional) Additional layer(s) base insulation, min. 0.25- . Sure-Flex PVC .
::""‘ 2"’;Ctheft;1"2‘ Elar;_k; 4 Min. 1.5-inch InsulBase, zlf:;:)l(?bT:ST inch DensDeck Prime, DEXcell FA Glass Mat Roof Board ZLe:II:)I(?bTeAST FleeceBACK, Sure-Flex zlf:;:l?bTeAST
CWF-14 | Lspan frutas urin SecurShield and/or min. 2-inch or SECUROCK Gypsum-Fiber Roof Board, 0.4376-inch PVC FRS FleeceBACK or 825
Fastener with Trufast 2’ ) . FAST DT Y . . FAST DT FAST DT
Metal Seam Plate, 3 per joist SecurShield HD Composite (RIBBON) DEXcell Cement Roof Board or min. 0.5-inch SecurShield (RIBBON) Sure-Flex KEE HP (FULL)
HD, SecurShield HD Plus or EcoStorm VSH FleeceBACK
(Optional) Additional layer(s) base insulation, min. 0.25- Sure-Elex PVC
Flexible FAST inch DensDeck Prime, DEXcell FA Glass Mat Roof Board Flexible FAST FleeceBACK. Sure-Flex Flexible FAST
) ) Min. 1-inch InsulBase or (FULL) or or SECUROCK Gypsum-Fiber Roof Board, 0.4376-inch (FULL) or ’ or Flexible
CWF-15 | Min. 2-inch Tectum Plank | o rgpeld Flexible FAST | DEXcell Cement Roof Board or min. 0.5-inch SecurShield | Flexible FAST | +v 't FeeCePACKOr | gaqy pp 2773
DT (FULL) HD, SecurShield HD Plus or EcoStorm VSH or min. 1.5- DT (FULL) (FULL)
. X X FleeceBACK
inch SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board
or SECUROCK Gypsum-Fiber Roof . Sure-Flex PVC .
Board, 0.4376-inch DEXcell ;:II:(:JXIII':))IEOEAST FleeceBACK, Sure-Flex Zl:}:;::bfeAST
CWF-16 | Min. 2-inch Tectum Plank Cement Roof Board or min. 0.5- . None N/A PVC FRS FleeceBACK or -277.5
. . . Flexible FAST FAST DT
inch SecurShield HD, SecurShield DT (FULL) Sure-Flex KEE HP (FULL)
HD Plus or EcoStorm VSH or min. FleeceBACK
1.5-inch SecurShield HD
Composite

TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Roof Cover (Note 15)
System Deck (Note 1) Primer MDP (psf)
No. Type Attach
CWF-17 Min. 2-inch Tectum Plank; 4 ft span, Trufast #12 Purlin None Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST (RIBBONS 12-inch o.c.) or 105.0
Fastener with Trufast 2” Metal Seam Plate, 3 per joist FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST DT (RIBBONS 12-inch o.c.) '
. . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST (FULL) or Flexible FAST DT
CWF-18 | Min. 2-inch Tectum Plank None FleeceBACK or Sure-Flex KEE HP FleeceBACK (FULL) 601.5
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System (:id; b : B ver(s) - = MDP
Note 1, Attac Attac
No. T T T Applicati (psf)*
Note 12) ype (Notes 6,7,8) ype Notes 6,7,8) ype pplication
BAREBACK APPLICATIONS:
(Optional) Additional layer(s) base insulation, min.
Existing Min. 1-inch InsulBase, Flexible FAST or 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Flexible FAST or
-Flex PV -Flex PV AV-GRIP PV
G-1. gypsum SecurShield and/or min. 2-inch | Flexible FAST DT Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST DT i:;e ex PVCor Sure-Flex PVC idhefive ¢ -237.5
deck SecurShield HD Composite (RIBBON) Board or min. 0.5-inch SecurShield HD, SecurShield| (RIBBON)
HD Plus or EcoStorm VSH
Existing Flexible FAST or
G-2. | gypsum | 0.5-inch EcoStorm VSH Flexible FAST DT None N/A i;;e'Hex PVCor Sure-Flex PVC iﬁx;fisl: pvC -352.5
deck (RIBBON)
Existing Min. 0.5-inch SecurShield HD Flexible FAST or
! Sure-Flex PVC or Sure-Flex PVC CAV-GRIP PVC
G-3 gypsum SecurSheild HD Plus, H- Shield | Flexible FAST DT None N/A F:;e ex orsure-rlex Adhesive -397.5
deck HD (RIBBON)
Existing Min. 0.25-inch DEXcell FA Glass Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
G-4 gypsum Mat Roof Board Flexible FAST DT None N/A FRS Adhesive -397.5
deck (RIBBON)
Existing Min. 0.25-inch DensDeck Prime| Flexible FAST or
G-5 gypsum or SECUROCK Gypsum-Fiber Flexible FAST DT None N/A i:;e—Flex PVCor Sure-Flex PVC 23::;35': pvC -495.0
deck Roof Board (RIBBON)
e ) Insulation: (Optional) Additional layer(s) base .
Existing (Optional) Min. 1-inch Flexible FAST oy insulation Flexible FAST or Sure-Flex PVC or Sure-Flex PVC
G-6. gypsum Ins’:,llBase Secu.;rShieId Flexible FAST DT c board: Min. 1.5-inch St Base (pl d Flexible FAST DT FRS HydroBond WB -157.5
deck ’ (RIBBON) soverboard: Vin. £.>-inch stormbase {plywoo (RIBBON)
top)
Existing . . Flexible FAST or
Min. 1.5-inch B. -Flex PVC -Flex PVC
G-7. gypsum ( Imwoc?d”:g )Storm ase Flexible FAST DT None N/A i:;e X or Sure-Flex HydroBond WB -180.0
deck Pl P (RIBBON)
(Optional) Additional layer(s) base insulation, min.
Existing Min. 1-inch InsulBase, Flexible FAST or 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Flexible FAST or
. . . . . . Sure-Flex PVC or Sure-Flex PVC
G-8 gypsum SecurShield and/or min. 2-inch | Flexible FAST DT Roof Board or SECUROCK Gypsum-Fiber Roof Flexible FAST DT FRS HydroBond WB -237.5
deck SecurShield HD Composite (RIBBON) Board or min. 0.5-inch SecurShield HD, SecurShield| (RIBBON)
HD Plus or EcoStorm VSH
Existing Flexible FAST or
G-9. |gypsum | 0.5-inch EcoStorm VSH Flexible FAST DT None N/A i:;e'ﬂex PVCorSure-FlexPVC |\ 4roBond WB -352.5
deck (RIBBON)
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO| etc.

E - Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Y
(Note 1, Attach Attach T
No. Type Type Type Applicatio (psf)*
Note 12) P (Notes 6,7,8) P (Notes 6,7,8) b ppiication
Existing Min. 0.5-inch SecurShield HD, | Flexible FAST or
G-10. |gypsum | SecurSheild HD Plus, H- Shield | Flexible FAST DT None N/A i;;e Flex PVC or Sure-Flex PVC | 1 roBond W8 397.5
deck HD (RIBBON)
Existing . . Flexible FAST or
Min. 0.25-inch DEXcell FA Gl -Flex PV -Flex PV
G-11. gypsum Mla: F?ooi I;r;(;rd ce Glass Flexible FAST DT None N/A i:;e ex PVCor Sure-Flex PVC HydroBond WB -397.5
deck (RIBBON)
Existing Min. 0.25-inch DensDeck Prime| Flexible FAST or
G-12. |gypsum | or SECUROCK Gypsum-Fiber | Flexible FAST DT None N/A i:;e’F'ex PVCor Sure-FlexPVC | 0 4roBond WB -495.0
deck Roof Board (RIBBON)
L R Insulation: (Optional) Additional layer(s) base X
Existing . . . Flexible FAST or P Flexible FAST or
. 1- insulation - -
G-13. | gypsum fgﬁ'g::!) s'\gurlsr:?:lz Flexible FAST DT P . wood | Flexible FAST DT zlr‘rsize;:)\(lﬁéuéﬁ Flex PVCFRS| | v voC PVC BA -157.5
deck : (RIBBON) overboard: Min. 1.5-inch StormBase (plywoo (RIBBON)
top)
Existing . . Flexible FAST or
G-14. aypsum Min. 1.5-inch StormBase Flexible FAST DT None N/A Sure-Flex PVC, Sure-Flex PVC FRS Low VOC PVC BA 1800
deck (plywood top) (RIBBON) or Sure-Flex KEE HP
(Optional) Additional layer(s) base insulation, min.
Bristing | Min. Linch InsulBase, Flexible FAST of zfjf_gggrg ir:ss'fcctlJ(RP(;ReéDEquc:wl-lFFiCe(ilszso?A | Fexible FASTON | ¢ e by sure-Flex Puc FRS
G-15. gypsum SecurShield and/or min. 2-inch | Flexible FAST DT K P Flexible FAST DT ’ Low VOC PVC BA -237.5
deck SecurShield HD Composite (RIBBON) Board, 0.4375-inch DEXcell Cement Roof Board or (RIBBON) or Sure-Flex KEE HP
P min. 0.5-inch SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Existing . . Flexible FAST or
Min. 0.4375-inch DEXcell Sure-Flex PVC, Sure-Flex PVC FRS
G-16. | gypsum " nen oeee Flexible FAST DT None N/A ure e T dureTTe Low VOC PVC BA -330.0
deck Cement Roof Board (RIBBON) or Sure-Flex KEE HP
Existing Flexible FAST or
G-17. | gypsum | 0.5-inch EcoStorm VSH Flexible FAST DT None N/A 2?;:‘3;:&;“':?, Flex PVCFRS| | w voc pvc BA 3525
deck (RIBBON)
Existing Min. 0.5-inch SecurShield HD, | Flexible FAST or
Sure-Flex PVC, Sure-Flex PVC FRS
G-18. |gypsum | SecurSheild HD Plus, H-Shield | Flexible FAST DT None N/A e ket Low VOC PVC BA -397.5
deck HD (RIBBON)
Existing . ) Flexible FAST or
. 0.25- DE - -
G-19. gypsum Min. 0.25-inch DEXcell FA Glass Flexible FAST DT None N/A Sure-Flex PVC, Sure-Flex PVC FRS Low VOC PVC BA 3975
Mat Roof Board or Sure-Flex KEE HP
deck (RIBBON)
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO| etc.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System (:e:kl b : B ver(s) - MDP
Note 1, Attac Attac
No. Type Type Type Applicatio (psf)*
Note 12) P (Notes 6,7,8) P (Notes 6,7,8) b ppiication
Existing Min. 0.25-inch DensDeck Prime| Flexible FAST or
G-20. |gypsum | or SECUROCK Gypsum-Fiber | Flexible FAST DT None N/A zlr‘rse::;e:l:)\(/&i“'_rlﬁ'Flex PVCFRS| | ow voc pvc BA -495.0
deck Roof Board (RIBBON)
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing | Min. 1-inch InsulBase, Flexible FAST or E)O;;'?nnci)Dﬁ\eiig'::ka;?:g(sl ;’:E‘E;’;‘éfg‘ms umr:’ Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | FAST DT, Flexible FAST
G-21. gypsum SecurShield and/or min. 2-inch | Flexible FAST DT Fi.ber Roof Board or min. 0.5-inch SecurShiZIil HD Flexible FAST DT| Flex PVC FRS FleeceBACK or or Flexible FAST DT -45.0
deck SecurShield HD Composite (RIBBON) . o " | (RIBBON) Sure-Flex KEE HP FleeceBACK (RIBBON, 12-inch o.c.)
SecurShield HD Plus
Min. 0.25-inch DensDeck Prime
Existing or SECUROCK Gypsum-Fiber Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- | FAST DT, Flexible FAST
G-22. gypsum Roof Board or Min. 0.5-inch Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or orFlexible FAST DT -45.0
deck SecurShield HD, SecurShield HD| (RIBBON) Sure-Flex KEE HP FleeceBACK (RIBBON, 12-inch o.c.)
Plus, H- Shield HD
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional layer(s) base
Existing (Optional) Min. 1-inch Flexible FAST or m (Opti ) ” ver(s) Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
G-23. gypsum Ins’LIBase Secu.rShieId Flexible FAST DT s board: M1 5-inchist 5 | d Flexible FAST DT| Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL) -157.5
deck ' (RIBBON) )c"")'eﬁ in. 1.5-inch StormBase (plywood | (gigp o) Sure-Flex KEE HP FleeceBACK
op
Existing . . Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- .
Min. 1.5-inch St B. Flexible FAST
G24. |gypsum | Imwoo d":g \ ormease Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or Flzi:blz Frer ng FuLy | 1875
deck ply P (RIBBON) Sure-Flex KEE HP FleeceBACK
(Optional) Additional layer(s) base insulation, min.
Existing | Min. 1-inch InsulBase, Flexible FAST or 0.25-inch DensDeck Prime, DEXcell FA Glass Mat | o\ o eacr or | Sure-Flex PVC FleeceBACK, Sure- .
. . . . Roof Board or SECUROCK Gypsum-Fiber Roof . Flexible FAST or
G-25. gypsum SecurShield and/or min. 2-inch | Flexible FAST DT X Flexible FAST DT| Flex PVC FRS FleeceBACK or . -237.5
deck SecurShield HD Composite (RIBBON) Board, 0.4375-inch DEXcell Cement Roof Board or (RIBBON) Sure-Flex KEE HP FleeceBACK Flexible FAST DT (FULL)
min. 0.5-inch SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Existing . . . Insulation: (Optional) Additional layer(s) base X Sure-Flex PVC FleeceBACK, Sure-
1) Min. 1-inch P Flexible FAST
G-26. gypsum fr?s%tllg;?n) X in. -inc Flexible FAST (FULL) insulation (FTJXLIE)e S Flex PVC FRS FleeceBACK or Flexible FAST (FULL) -295.0
deck Coverboard: Min. 1-inch Insulfoam SP (Type IX) Sure-Flex KEE HP FleeceBACK
Existing Min. 0.25-inchDEXcell FA Glass | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
G-27. gypsum Mat Roof Board or 0.4375-inch | Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL) -345.0
deck DEXcell Cement Roof Board (RIBBON) Sure-Flex KEE HP FleeceBACK
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO| etc.

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
System ( ’:)etckl ulati y — p Insulati yer(s) — ver (Note 15) o
Note 1, ttac ttac
No. icati sf)*
Note 12) Type (Notes 6,7,8) Type (Notes 6,7,8) Type Application {psf)
Existing Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
G-28. gypsum 0.5-inch EcoStorm VSH Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL) -352.5
deck (RIBBON) Sure-Flex KEE HP FleeceBACK
Existing Min. 0.5-inch SecurShield HD, | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
G-29. gypsum SecurSheild HD Plus, H- Shield | Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL) -397.5
deck HD (RIBBON) Sure-Flex KEE HP FleeceBACK
Existing Min. 0.25-inch DensDeck Prime| Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
G-30. gypsum or SECUROCK Gypsum-Fiber Flexible FAST DT None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL) -495.0
deck Roof Board (RIBBON) Sure-Flex KEE HP FleeceBACK
Existing PremiR+ EVO (NOA 24- Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
G-31. gypsum 0610.07), spray-applied to 1- N/A None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT (FULL, | -937.5
deck inch lift Sure-Flex KEE HP FleeceBACK splatter-applied)
TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)
TYPE F: NON-INSULATED, BONDED ROOF COVER
System i Roof Cover (Note 15)
Deck (Note 1, Note 12 Primer MDP (psf)*
No. (Note 1, Note 12) ! Type Attach MDP (psf)
- Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS . .
G-32. Existing gypsum deck None FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -295.0
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Laye Top Insulation Layer(s Roof Cover (Note 15)
System Substrate nsufati YEY — p Insulati yer(s) — Vi ote VDP
ttac ttac N A
No. Note 1, Note 12 sf)*
( ) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)
BAREBACK APPLICATIONS:
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- . Insulation: (Optional) Additional R
Flexible FAST , : lexible FAST
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch ex!b e FAST or layer(s) base insulation A eX{b . Gl Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-1. e . Flexible FAST DT ) . Flexible FAST DT . -145.0
granule-surfaced APP or SBS modified InsulBase, SecurShield Coverboard: Min. 1.5-inch StormBase PVC FRS Adhesive
. (RIBBON) : ; (RIBBON)
bitumen or smooth-surfaced SBS or SecurShield HD Composite
modified bitumen
. . Flexible FAST or | Insulation: (Optional) Additional X
E fully-adh hal It- h ) FI le FAST
R-2 r;:ftl(g%:) \Yvii: f;rjj:;;)t ;t l::\ll;u[) Min. 1-inch InsulBase, Flexible FAST DT | layer(s) base insulation Flgi;zlz FAgT g;_ Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC 145.0
’ g SecurShield (RIBBON, 6-inch | Coverboard: Min. 1.5-inch StormBase PVC FRS Adhesive ’
(loose gravel removed) X N (RIBBON)
o.c.) or SecurShield HD Composite
. . Flexible FAST or
R-3 E:s:;g%&l)lx}?:?;fj :;grgt ?:\;I;-Up Min. 1.5-inch StormBase or Flexible FAST DT Nonhe N/A Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC 145.0
! g SecurShield HD Composite (RIBBON, 6-inch PVC FRS Adhesive !
(loose gravel removed) ol
Insulation: (Optional) Additional
Existing fully-adhered granule-surfaced layer(s) base insulation
asphalt built-up roof (BUR), smooth- . Coverboard: (Optional) Min. 0.25-inch .
FI le FAST FI le FAST
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, ex!b e FASRGR DensDeck Prime, DEXcell FA Glass Mat ex!b e FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-4. e . Flexible FAST DT Flexible FAST DT . -167.0
granule-surfaced APP or SBS modified | SecurShield Roof Board or SECUROCK Gypsum- PVCFRS Adhesive
) (RIBBON) ) ’ X (RIBBON)
bitumen or smooth-surfaced SBS Fiber Roof Board or min. 0.5-inch
modified bitumen SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Insulation: (Optional) Additional
layer(s) base insulation
_— ) Flexible FAST or | Coverboard: (Optional) Min. 0.25-inch .
E - -
xisting fully-adhered asphalt built-up | o - oy InsulBase, Flexible FAST DT | DensDeck Prime, DEXcell FA Glass Mat| Flexible FASTOT | s\ re-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-5. roof (BUR) with flood coat & gravel R R Flexible FAST DT X -167.0
SecurShield (RIBBON, 6-inch | Roof Board or SECUROCK Gypsum- PVC FRS Adhesive
(loose gravel removed) X A - (RIBBON)
o.c.) Fiber Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
System Substrate Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
No. (Note 1, Note 12) Type N:tzt::: s Type N:tzt::'; g Type Application (psf)**
Existing fully-adhered granule-surfaced | Min. 0.5-inch DensDeck Prime,
asphalt built-up roof (BUR), smooth- DEXcell FA Glass Mat Roof Flexible FAST or
R-6 surfaced asphalt built-up roof (BUR), Board or SECUROCK Gypsum- Flexible FAST DT | None N/A Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC 3025
: granule-surfaced APP or SBS modified Fiber Roof Board, SecurShield (RIBBON) PVC FRS Adhesive :
bitumen or smooth-surfaced SBS HD, SecurShield HD Plus or
modified bitumen EcoStorm VSH
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered asphalt built-up DEXcell FA Glass Mat Roof Flex?ble FAST or
R-7. roof (BUR) with flood coat & gravel B'oard or SECUROCK Gypst'Jm— Flexible FAST DT None N/A Sure-Flex PVC or Sure-Flex CAV—G‘RIP PVC 3025
(loose gravel removed) Fiber Roof Board, SecurShield | (RIBBON, 6-inch PVC FRS Adhesive
HD, SecurShield HD Plus or o.c.)
EcoStorm VSH
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth- FlexiBlPEAST oF layer(s) base insulation Flexible FAST or
R-8 surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, Flexible FAST DT Coverboard: (Optional) Min. 0.25-inch Flexible FAST DT Sure-Flex PVC or Sure-Flex HydroBond WB 167.0
’ granule-surfaced APP or SBS modified | SecurShield (RIBBON) DensDeck Prime or DEXcell FA Glass (RIBBON) PVC FRS ’
bitumen or smooth-surfaced SBS Mat Roof Board or min. 0.5-inch
modified bitumen SecurShield HD, SecurShield HD Plus
Insulation: (Optional) Additional
e . Flexible FAST or | layer(s) base insulation X
R E:s:l(ggur)”‘x}:::g:j:;s:;ltg?:\ll:[u') Min. 1-inch InsulBase, Flexible FAST DT | Coverboard: (Optional) Min. 0.25-inch E:Ei:z:g E:g g;_ Sure-Flex PVC or Sure-Flex HydroBond WB 167.0
(loose gravel removed) SecurShield (RIBBON, 6-inch DensDeck Prime or DEXcell FA Glass (RIBBON) PVC FRS
o.c.) Mat Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), srr;ooth)— Min. 0.5-inch DensDeck Prime Flexible FAST or | |
surfaced asphalt built-up roof (BUR), or DEXcell FA Glass Mat Roof . Sure-Flex PVC or Sure-Flex
i granule-surfaced APP or SBS modified | Board, SecurShield HD, ::ILT;II:(;GNEAST DT | None N/A PVC FRS HydroBond W8 -302.5
bitumen or smooth-surfaced SBS SecurShield HD Plus
modified bitumen
Min. 0.5-inch DensDeck Prime | Flexible FAST or
Existing fully-adhered asphalt built-up | | ey o £ Glass Mat Roof | Flexible FAST DT Sure-Flex PVC or Sure-Flex
R-11. [E)%fSLB:r:L:\iltzr:gs:dioat & gravel Board, SecurShield HD, (RIBBON, 6-inch None N/A PVC ERS HydroBond WB -302.5
SecurShield HD Plus o.c.)
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Yy — P yer(s) — ote VDP
No. (Note 1, Note 12) Type Notes 6.7.8 Type Notes 6.7.8 Type Application (psf)**
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
zZ$fZiletdb:;lt;1uaﬁtrES;t(iuRr)t’);n(gflt:)_ (Optional) Min. 1-inch Flexible FAST or layer(s) base insulation FlexNQFAST or Sure-Flex PVC, Sure-Flex
R-12. P P iy P o Flexible FAST DT | Coverboard: Min. 1.5-inch StormBase | Flexible FAST DT ' Low VOCPVCBA | -145.0
granule-surfaced APP or SBS modified InsulBase, SecurShield (RIBBON) | dqt s Shield HD (RIBBON) PVC FRS or Sure-Flex KEE HP|
bitumen or smooth-surfaced SBS E:p ywoo.t op) or SecurShie
modified bitumen omposite
Flexible FAST or Insulation: (Optional) Additional
Xi ; .
Existing fully-adhered asphalt built-up . R . layer(s) base insulation Flexible FAST or
R-13. | roof (BUR) with flood coat & gravel Min. L-inch InsulBase, Flexible FASTDT | . 1 oard: Min. 1.5-inch StormBase | Flexible FAsT DT | Sure-FIexPVC, Sure-Flex | (1 yoe pyepn | -145.0
SecurShield (RIBBON, 6-inch . PVC FRS or Sure-Flex KEE HP|
(loose gravel removed) 0.) (plywood top) or SecurShield HD (RIBBON)
- Composite
Flexible FAST or
Existing fully-adhered asphalt built-up | Min. 1.5-inch StormBase .
Flexible FAST DT Sure-Flex PVC, Sure-Flex
R-14. roof (BUR) with flood coat & gravel (plywood top) or SecurShield . None N/A ! Low VOCPVCBA | -145.0
RIB - PVC FR -Flex KEE HP|
(loose gravel removed) HD Composite E; 4 )BON’ &Y CFRS or Sure-Flex
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered granule-surfaced Ccrveib)oard' (Optional) Min. 0.25-inch
23ffzzz:db;:t_huaﬁtrk?l?iflt(iuRr)cl)s;n(gc:lt:)_ Min. 1-inch InsulBase Flexible FAS gy DensDeck Prime, DEXcell FA Glass Mat| Flexible FAST or Sure-Flex PVC, Sure-Flex
R-15. P P g S b Flexible FAST DT | Roof Board or SECUROCK Gypsum- | Flexible FAST DT ' Low VOCPVCBA | -167.0
granule-surfaced APP or SBS modified | SecurShield X . PVC FRS or Sure-Flex KEE HP|
K (RIBBON) Fiber Roof Board, 0.4375-inch DEXcell | (RIBBON)
bitumen or smooth-surfaced SBS Cement Roof Board or min. 0.5-inch
dified bit e
moditied bitumen SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Insulation: (Optional) Additional
layer(s) base insulation
o . Flexible FAST or Coverboard:.(Optlonal) Min. 0.25-inch .
Existing fully-adhered asphalt built-up Min. 1-inch InsulBase, Flexible FAST DT DensDeck Prime, DEXcell FA Glass Mat) Flexible FAST or Sure-Flex PVC, Sure-Flex
R-16. roof (BUR) with flood coat & gravel SeCL;rShieId ! (RIBBON, 6-inch Roof Board or SECUROCK Gypsum- Flexible FAST DT PVC FRS or Su,re—FIex KEE HP Low VOCPVCBA | -167.0
(loose gravel removed) 0.c) ! Fiber Roof Board, 0.4375-inch DEXcell | (RIBBON)
- Cement Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Yy — P yer(s) — ote VDP
ttac ttac N A
No. (Note 1, Note 12) T T T Applicat sf)*
vpe (Notes 6,7.8) U (Notes 6,7.8) ype pplication | (psf)
Min. 0.5-inch DensDeck Prime,
Existing fully-adhered granule-surfaced | DEXcell FA Glass Mat Roof
asphalt built-up roof (BUR), smooth- Board or SECUROCK Gypsum- Flexible FAST or
surfaced asphalt built-up roof (BUR), Fiber Roof Board, 0.4375-inch . Sure-Flex PVC, Sure-Flex
R-17. granule-surfaced APP or SBS modified | DEXcell Cement Roof Board or FILT;II:CI)GN;AST DT | None 'y PVC FRS or Sure-Flex KEE HP| Low VOC PVC BA 302:5
bitumen or smooth-surfaced SBS min. 0.5-inch SecurShield HD,
modified bitumen SecurShield HD Plus or
EcoStorm VSH
Min. 0.5-inch DensDeck Prime,
DEXcell FA Glass Mat Roof
_— . Board or SECUROCK Gypsum- | Flexible FAST or
Existing fully-adhered asphalt built-up ) X .
R Fiber Roof Board, 0.4375-inch | Flexible FAST DT Sure-Flex PVC, Sure-Flex
R-18. [I'l (:)fsEeBUrzzl::I:Zr:Z\?: dc)oat & gravel DEXcell Cement Roof Board or| (RIBBON, G-inch | o1 N/A PVC FRS or Sure-Flex KEE Hp| LOW VOC PVEBA | -302.5
g min. 0.5-inch SecurShield HD, | o.c.)
SecurShield HD Plus or
EcoStorm VSH
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing fu!ly—adhered granule-surfaced Insulation: (Optional) Additional '
asphalt built-up roof (BUR), smooth- . . . . Sure-Flex PVC FleeceBACK, | Flexible FAST or
. ) ) ) Flexible FAST or | layer(s) base insulation Flexible FAST or .
surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch . X . . Sure-Flex PVC FRS Flexible FAST DT
R-19. . . Flexible FAST DT | Coverboard: Min. 1.5-inch StormBase | Flexible FAST DT -145.0
granule-surfaced APP or SBS modified | InsulBase, SecurShield (RIBBON) | dt s Shield HD (RIBBON) FleeceBACK or Sure-Flex (FULL) or
bitumen or smooth-surfaced SBS (p ywoo. op) or Securshie KEE HP FleeceBACK HydroBond WB
- . Composite
modified bitumen
. Insulation: (Optional) Additional .
- . Flexible FAST or . . . Sure-Flex PVC FleeceBACK, | Flexible FAST or
Existing fully-adhered asphalt built-up ) . . layer(s) base insulation Flexible FAST or )
R Min. 1-inch InsulBase, Flexible FAST DT i . X Sure-Flex PVC FRS Flexible FAST DT
R-20. roof (BUR) with flood coat & gravel R R Coverboard: Min. 1.5-inch StormBase | Flexible FAST DT -145.0
(loose gravel removed) SecurShield (RIBBON, 6-inch (ol dtop) or S Shield HD (RIBBON) FleeceBACK or Sure-Flex (FULL) or
& o.c) plywood top) or securshie KEE HP FleeceBACK HydroBond WB
Composite
- . . . Flexible FAST or Sure-Flex PVC FleeceBACK, | Flexible FAST or
R-21 E;:ft I(Ta%?)lxi:: 25::3 :;:: ;It ?:\Iltl_up :VI |I n\;\/i.jc_;:cc)h )S$?;2§fffhie|d Flexible FASTDT |\ N/A sure-Flex PVC FRS Flexible FASTDT |, ¢
" | {owse gravel removed) & HprcOm Osi‘t)e (RIBBON, 6-inch FleeceBACK or Sure-Flex | (FULL) or :
g P 0.c.) KEE HP FleeceBACK HydroBond WB
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate i T - ver(s) preses = MDP
ttac ttac N A
No. (Note 1, Note 12) T T T Applicat (psf)*
vpe (Notes 6,7.8) U (Notes 6,7.8) ype pplication
Insulation: (Optional) Additional
Existing fully-adhered granule-surfaced layer(s) base insulation
asphalt built-up roof (BUR), smooth- . . Flexible FAST or Coverboard:.(OptlonaI) Min. 0.25-inch Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . DensDeck Prime, DEXcell FA Glass Mat . Sure-Flex PVC FRS Flexible FAST DT
R-22. . R Flexible FAST DT Flexible FAST DT -167.0
granule-surfaced APP or SBS modified | SecurShield (RIBBON) Roof Board or SECUROCK Gypsum- (RIBBON) FleeceBACK or Sure-Flex (FULL) or
bitumen or smooth-surfaced SBS Fiber Roof Board or min. 0.5-inch KEE HP FleeceBACK HydroBond WB
modified bitumen SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional -
asphalt built-up roof (BUR), smooth . . Flexible FAST or nsulation: ( 'p |ona') itiona Flexible FAST or Sure-Flex PVC FleeceBACK, Flexible FAST or
surfaced asphalt built-up roof (BUR), Min. 1-inch InsulBase, . layer(s) base insulation X Sure-Flex PVC FRS .
R-23. e . Flexible FAST DT X . Flexible FAST DT Flexible FAST DT -167.0
granule-surfaced APP or SBS modified | SecurShield (RIBBON) Coverboard: (Optional) 0.4375-inch (RIBBON) FleeceBACK or Sure-Flex (FULL)
bitumen or smooth-surfaced SBS DEXcell Cement Roof Board KEE HP FleeceBACK
modified bitumen
Insulation: (Optional) Additional
layer(s) base insulation
. . ) . r i B )
Existing fully-adhered asphalt built-up . . Flex!ble R Coverboard.I(OptlonaI) Min. 0.25-inch Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
R Min. 1-inch InsulBase, Flexible FAST DT | DensDeck Prime, DEXcell FA Glass Mat . Sure-Flex PVC FRS Flexible FAST DT
R-24. roof (BUR) with flood coat & gravel R . Flexible FAST DT -167.0
(loose gravel removed) SecurShield (RIBBON, 6-inch | Roof Board or SECUROCK Gypsum- (RIBBON) FleeceBACK or Sure-Flex (FULL) or
& o.c.) Fiber Roof Board or min. 0.5-inch KEE HP FleeceBACK HydroBond WB
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Flexible FAST Insulation: (Optional) Additional -Flex PVC Fl BACK
Existing fully-adhered asphalt built-up . . ex!b e T or ( .p .) Flexible FAST or sure-Flex eece " | Flexible FAST or
R Min. 1-inch InsulBase, Flexible FAST DT | layer(s) base insulation X Sure-Flex PVC FRS .
R-25. roof (BUR) with flood coat & gravel ) ) ) ) Flexible FAST DT Flexible FASTDT | -167.0
(loose gravel removed) SecurShield (RIBBON, 6-inch | Coverboard: (Optional) 0.4375-inch (RIBBON) FleeceBACK or Sure-Flex (FULL)
& o.c.) DEXcell Cement Roof Board KEE HP FleeceBACK
Min. 0.5-inch DensDeck Prime,
Existing fullv-adhered asphalt built-u DEXcell FA Glass Mat Roof Flexible FAST or Sure-Flex PVC FleeceBACK, | Flexible FAST or
T (BgUR) ‘j’mh iy cost & cravel P" | Board or SECUROCK Gypsum- | Flexible FAST DT None N/A Sure-Flex PVC FRS Flexible FASTDT | _
: (loose gravel removed) & Fiber Roof Board, SecurShield | (RIBBON, 6-inch FleeceBACK or Sure-Flex (FULL) or '
& HD, SecurShield HD Plus or o.c.) KEE HP FleeceBACK HydroBond WB
EcoStorm VSH
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TABLE 7A: RECOVER APPLICATIONS

NEmoO| etc.

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Yy — P yer(s) — ote VDP
ttac ttac N A
No. (Note 1, Note 12) T T T Applicat sf)*
vpe (Notes 6,7.8) U (Notes 6,7.8) ype pplication | (psf)
. . Flexible FAST or Sure-Flex PVC FleeceBACK, .
Existing fully-adhered asphalt built-up | \370 . | pexcell cement | Flexible FAST DT Sure-Flex PVC FRS Flexible FAST or
R-27. roof (BUR) with flood coat & gravel R None N/A Flexible FAST DT -167.0
(loose gravel removed) Roof Board (RIBBON, 6-inch FleeceBACK or Sure-Flex (FULL)
g o.c.) KEE HP FleeceBACK
Existing fully-adhered granule-surfaced | Min. 0.5-inch DensDeck Prime,
asphalt built-up roof (BUR), smooth- DEXcell FA Glass Mat Roof Flexible FAST or Sure-Flex PVC FleeceBACK, | Flexible FAST or
R-28 surfaced asphalt built-up roof (BUR), Board or SECUROCK Gypsum- Flexible FAST DT | None N/A Sure-Flex PVC FRS Flexible FAST DT 3025
: granule-surfaced APP or SBS modified | Fiber Roof Board, SecurShield (RIBBON) FleeceBACK or Sure-Flex (FULL) or '
bitumen or smooth-surfaced SBS HD, SecurShield HD Plus or KEE HP FleeceBACK HydroBond WB
modified bitumen EcoStorm VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- . Flexible FAST or Sure-Flex PVC FleeceBACK, Flexible FAST or
surfaced asphalt built-up roof (BUR), 0.4375-inch DEXcell Cement . Sure-Flex PVC FRS .
R-29. e Flexible FAST DT | None N/A Flexible FAST DT -302.5
granule-surfaced APP or SBS modified | Roof Board (RIBBON) FleeceBACK or Sure-Flex (FULL)
bitumen or smooth-surfaced SBS KEE HP FleeceBACK
modified bitumen
Min. 0.5-inch DensDeck Prime,
Existing fullv-adhered asphalt built-u DEXcell FA Glass Mat Roof Flexible FAST or Sure-Flex PVC FleeceBACK, | Flexible FAST or
I e (BgUR) ‘}'vith o Co;’t & erovel P | Board or SECUROCK Gypsum- | Flexible FAST DT None N/A Sure-Flex PVC FRS Flexible FASTDT |
: (loose gravel removed) & Fiber Roof Board, SecurShield | (RIBBON, 6-inch FleeceBACK or Sure-Flex (FULL) or :
& HD, SecurShield HD Plus or o.c.) KEE HP FleeceBACK HydroBond WB
EcoStorm VSH
- . Flexible FAST or Sure-Flex PVC FleeceBACK, )
Existing fully-adhered asphalt built-up | ¢ 1376 i1y pexcell Cement | Flexible FAST DT Sure-Flex PVC FRS Flexible FAST or
R-31. roof (BUR) with flood coat & gravel R None N/A Flexible FAST DT -302.5
(loose gravel removed) Roof Board (RIBBON, 6-inch FleeceBACK or Sure-Flex (FULL)
& o.c) KEE HP FleeceBACK
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
:fogac:db:';t huapltrl:c:jiflt(zURr)éZRth:) (Optional) Min. 1-inch Flexible FAST or layer(s) bas(e i?\sulati)on Flexible FAST or
R-32. P P L P . Flexible FAST DT ; _ Flexible FAST DT | Sure-Flex FleeceBACK RL -142.5
granule-surfaced APP or SBS modified InsulBase, SecurShield Coverboard: Min. 2.0-inch InsulBase
) (RIBBON) —=eees (RIBBON)
bitumen or smooth-surfaced SBS RL
modified bitumen
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TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO| etc.

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction

Base Insulation Laye Top Insulation Layer(s Roof Cover (Note 15)
System Substrate ulati YEY — p Insulati yer(s) — Vi ote VDP
ttac ttac N A
No. (Note 1, Note 12) T T T Applicat (psf)*
s (Notes 6,7,8) ype (Notes 6,7,8) ype pplication
Flexible FAST Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up Min. 1-inch InsulBase, FI:i:EI: FA:T g;’ Iay:r(s; bas(e izslulatiz)n B FIRRLe FAST 0N
R-33. roof (BUR) with flood coat & gravel L ! ) ) ) Flexible FAST DT | Sure-Flex FleeceBACK RL -142.5
SecurShield (RIBBON, 6-inch | Coverboard: Min. 2.0-inch InsulBase
(loose gravel removed) P (RIBBON)
o.c.) RL
Existing fully-adhered asphalt built-up E::z:z:: Eﬁ:?l'— ng
R-34. roof (BUR) with flood coat & gravel Min. 2.0-inch InsulBase RL None N/A Sure-Flex FleeceBACK RL -142.5

(loose gravel removed)

(RIBBON, 6-inch
o.c.)

TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate yAtt h i yer(s) e MDP
No. Note 1, Note 12 ac ac icati sf)*A
( Note 12) Type NPy Type R Base Application (psf)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
wephalt bullup root (BURD), oot Insulation: (Optional) Additional Sure-Flex PVC FleeceBACK, Sure
ilt- - h . -Flex -
P ufit-up R ! (Optional) Min. 1.5- Flexible FAST or | layer(s) base insulation Flexible FAST or | SureMB 90TG u »2u
surfaced asphalt built-up roof (BUR), A / X . . Flex PVC FRS FleeceBACK or Sure-
R-35. e inch InsulBase, Flexible FAST Coverboard: Min. 0.5-inch Flexible FAST or 120TG / . -165.0
granule-surfaced APP or SBS modified | ¢\ ool DT (RIBBON) DensDeck Pri SECUROCK DT (RIBBON) torch-applied | F1eX KEE HP FleeceBACK / Flexible
bitumen or smooth-surfaced SBS ensbec . rime or PP FAST or Flexible FAST DT (FULL)
e . Gypsum-Fiber Roof Board
modified bitumen
Flexible:EAST Insulation: (Optional) Additional S Flex PVC FI BACK. S
Existing fully-adhered asphalt built-up Min. 1.5-inch ex! © or layer(s) base insulation Flexible FAST or | SureMB 90TG ure-riex eece s oure
. Flexible FAST X . . Flex PVC FRS FleeceBACK or Sure-
R-36. roof (BUR) with flood coat & gravel InsulBase, Coverboard: Min. 0.5-inch Flexible FAST or 120TG / . -165.0
(loose gravel removed) SecurShield DT (RIBBON, 6- DensDeck Pri SECUROCK DT (RIBBON) torch-applied Flex KEE HP FleeceBACK / Flexible
& inch o.c.) ensbeck Frime or PP FAST or Flexible FAST DT (FULL)
Gypsum-Fiber Roof Board
Existing fully-adhered asphalt built-up Min. O.5—|nch Flex!ble FAST or SureMB 90TG Sure-Flex PVC FleeceBACK, Sure-
R-37 roof (BUR) with flood coat & gravel DensDeck Prime or Flexible FAST None N/A or 120TG / Flex PVC FRS FleeceBACK or Sure- 165.0
' (loose gravel removed) g SECUROCK Gypsum- DT (RIBBON, 6- torch-applied Flex KEE HP FleeceBACK / Flexible '
g Fiber Roof Board inch o.c.) PP FAST or Flexible FAST DT (FULL)
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NEmoO| etc.
TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

System Substrate Insulation Layer Attachment MDP
yNo. (Note 1) (Note 5) Fastener (Note 11) Spacing Roof Cover (Note 158) (psf)
RHINOBOND SYSTEMS:
Existing standing seam or lap seam metal roof covers One or more layers, HP Purlin Fastener or RetroDriller Fastener Max. 12-inch o.c Sure-Flex PVC or Sure-Flex KEE HP
R-38. having min. 16 ga. (0.0598-inch) to max. 3/16-inch any combination, and RhinoBond Plate-PVC are fastened i L induction welded with RhinoBond tool -52.5
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened through to purlins along purlins per manufacturer’s instructions
Existing standing seam or lap seam metal roof covers One or more layers, HP Purlin Fastener or RetroDriller Fastener Max. 6-inch o.c Sure-Flex PVC or Sure-Flex KEE HP
R-39. having min. 16 ga. (0.0598-inch) to max. 3/16-inch any combination, and RhinoBond Plate-PVC are fastened ’ o induction welded with RhinoBond tool -60.0
thick steel purlins spaced max. 120-inch o.c. preliminarily fastened through to purlins along purlins per manufacturer’s instructions
Existing standing seam or lap seam metal roof covers One or more layers, HP Purlin Fastener or RetroDriller Fastener Max. 6-inch o.c Sure-Flex PVC or Sure-Flex KEE HP
R-40. having min. 16 ga. (0.0598-inch) to max. 3/16-inch any combination, and RhinoBond Plate-PVC are fastened ’ T induction welded with RhinoBond tool -90.0
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened through to purlins along purlins per manufacturer’s instructions
ISOWELD INDUCTION WELDING SYSTEM:
Existing standing seam or lap seam metal roof covers One or more layers, SFS DEKFAST DF-#12-PC-SQ3 with Carlisle Max. 12-inch o.c Sure-Flex PVC or Sure-Flex KEE HP
R-41. having min. 16 gauge (0.0598 inch), 50 ksi steel purlins | any combination, isoweld PVC Plate or SFS isoweld F1-P-6.8- : o induction welded with SFS isoweld 3000 -45.0
N P X along purlins ) .
spaced max. 60-inch o.c. preliminarily fastened PVC Plate are fastened through to purlins tool per manufacturer’s instructions
Existing standing seam or lap seam metal roof covers One or more layers, SFS DEKFAST DF-#12-PC-SQ3 with Carlisle Max. 6-inch o.c Sure-Flex PVC or Sure-Flex KEE HP
R-42. having min. 16 gauge (0.0598 inch), 50 ksi steel purlins | any combination, isoweld PVC Plate or SFS isoweld F1-P-6.8- aI(;ng purlin's' induction welded with SFS isoweld 3000 -90.0
spaced max. 60-inch o.c. preliminarily fastened PVC Plate are fastened through to purlins tool per manufacturer’s instructions

TABLE 7p: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.

System Deck Insulation Roof Cover (Note 15A) MDP
No. (Note 1) Type Attach (Note 5) Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal roof | One or more relim HP Purlin Fastener with 12-inch o.c. within 5.5-inch wide laps spaced max.
R-43. covers having min. 3/16-inch to max. %-inch layers, any zttach' Sure-Flex PVC Piranha Plate 75.5-inch o.c. to engage steel purlin. Laps sealed with -45.0
thick steel purlins spaced max. 75.5-inch o.c. combination 1.5-inch heat weld.
Existing standing seam or lap seam metal roof | One or more . ) ) 12-inch o.c. within 5.5-inch wide laps spaced max.
R-44. covers having min. 3/16-inch to max. %-inch layers, any Z:te;:: 23::;::2 E\E/I(E: or ;IiF:aF;uhrel:r;ll;:tener with 54.5-inch o.c. to engage steel purlin. Laps sealed with -45.0
thick steel purlins spaced max. 54.5-inch o.c. combination Hp 1.5-inch heat weld.
Existing standing seam or lap seam metal roof | One or more relim Sure-Flex PVC or HP Purlin Fastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 75.5-
R-45. covers having min. 3/16-inch to max. %-inch layers, any Zttach. Sure-Flex KEE HP piranha Plate inch o.c. to engage steel purlin. Laps sealed with 1.5- -52.5
thick steel purlins spaced max. 75.5-inch o.c. combination inch heat weld.
Existing standing seam or lap seam metal roof | One or more relim HP Purlin Eastener with 12-inch o.c. within 5-inch wide laps spaced max. 35.5-
R-46. covers having min. 3/16-inch to max. %-inch layers, any gttach. Sure-Flex PVC piranha Plate inch o.c. to engage steel purlin. Laps sealed with 1.5- -52.5
thick steel purlins spaced max. 35.5-inch o.c. combination inch heat weld.
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TABLE 7p: STEEL - RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.

System Deck Insulation Roof Cover (Note 15A) MDP
No. (Note 1) Type Attach (Note 5) Membrane Fastener (Note 11) Attachment (psf)

Existing standing seam or lap seam metal roof | One or more relim HP Purlin Fastener with 12-inch o.c. within 5.5-inch wide laps spaced max. 35-

R-47. covers having min. 3/16-inch to max. %-inch layers, any gttach' Sure-Flex PVC piranha Plate inch o.c. to engage steel purlin. Laps sealed with 1.5- -60.0
thick steel purlins spaced max. 35-inch o.c. combination inch heat weld.
Existing standing seam or lap seam metal roof | One or more . . . 6-inch o.c. within 5.5-inch wide laps spaced max. 54.5-

R-48. covers having min. 3/16-inch to max. %-inch layers, any Z{f;g: :ﬁ:z E::z E\E/EC or ;lilzal::]r:::;z::}tener piith inch o.c. to engage steel purlin. Laps sealed with 1.5- -67.5
thick steel purlins spaced max. 54.5-inch o.c. combination up inch heat weld.
Existing standing seam or lap seam metal roof | One or more relim Min. 60-mil Sure- HP Purlin Eastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 54.5-

R-49. covers having min. 3/16-inch to max. %-inch layers, any gttach. Flex PVC or KEE piranha Plate inch o.c. to engage steel purlin. Laps sealed with 1.5- -75.0
thick steel purlins spaced max. 54.5-inch o.c. combination HP inch heat weld.
Existing standing seam or lap seam metal roof | One or more . . . 6-inch o.c. within 5.5-inch wide laps spaced max. 35-

R-50. covers having min. 3/16-inch to max. %-inch layers, any Z:;ICT zﬂ:zi:zi E\E/E g; ;iiI:a:L;rzl;r;II;z::tener with inch o.c. to engage steel purlin. Laps sealed with 1.5- -82.5
thick steel purlins spaced max. 35.5-inch o.c. combination inch heat weld.

TABLE 7e: RECOVER APPLICATIONS
SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER*

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
System Sub ( ) Roof Cover (Note 15) MDP
ubstrate (Note 1, Note 12
No. Type | Attach (psf)**
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
e Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT (RIBBON, 6-
R-51. | Existing, fully-adhered EPDM FleeceBACK or Sure-Flex KEE HP FleeceBACK inch o.c.) 750
Existing fully adhered le-surfaced asphalt built- f (BUR th-surfaced
xisting fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surface Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT (RIBBON, 6-
R-52. asphalt built-up roof (BUR), granule-surfaced APP or SBS modified bitumen or smooth- . -177.0
e . FleeceBACK or Sure-Flex KEE HP FleeceBACK inch o.c.)
surfaced SBS modified bitumen
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced
Sure-Flex PVC Fl BACK, Sure-Flex PVC FRS
R-53. asphalt built-up roof (BUR), granule-surfaced APP or SBS modified bitumen or smooth- ure-riex eece s SUre-riex Flexible FAST (FULL) -177.0
o . FleeceBACK or Sure-Flex KEE HP FleeceBACK
surfaced SBS modified bitumen
. . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
R-54. Existing fully adhered TPO single ply FleeceBACK or Sure-Elex KEE HP FleeceBACK Flexible FAST DT (FULL) -270.0
. Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS . .
R-55. Existing, fully-adhered EPDM FleeceBACK or Sure-Elex KEE HP FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -315.0
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NEmoO| etc.

TABLE 7e: RECOVER APPLICATIONS

SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER*
AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).

The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction

report holder’s requirements.

FleeceBACK or Sure-Flex KEE HP FleeceBACK

splatter-applied)

System Sub ( ) Roof Cover (Note 15) MDP
ubstrate (Note 1, Note 12
No. Type Attach (psf)**
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced
R-56. asphalt built-up roof (BUR), granule-surfaced APP or SBS modified bitumen or smooth- Sure-Flex PVC FleeceBACK, SurSgglex PYQES Flexible FAST DT (FULL) -635.0
o R FleeceBACK or Sure-Flex KEE HP FleeceBACK
surfaced SBS modified bitumen
. . . - . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT (FULL
-57. E -appl | h fi PUF f with | f ’ ! -1057.
R-57 xisting spray-applied polyurethane foam (SPUF) roof with existing acrylic roof coating FleeceBACK or Sure-Flex KEE HP FleeceBACK splatter-applied) 057.5
R-58 Existing spray-applied polyurethane foam (SPUF) roof; scarify surface in accordance with | Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT (FULL, 12475

TABLE 7r: RECOVER APPLICATIONS
SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Syst . . Roof Cover (Note 15) MDP
ystem Substrate (Note 1, Note 12) Lightweight Concrete D
o Type [ Attach (psf)

BAREBACK MEMBRANE APPLICATIONS:
CELCORE (24-0906.02): Min. 300 psi, Min. 2-inch thick, Celcore
R-59. Existing gravel surface BUR Cellular Concrete or Celcore MF Cellular Concrete (EPS board Sure-Flex KEE HP Low VOC PVC BA -75.0
optional)
R-60. Existing mineral surfacg <.:ap sheet, smooth surface BUR CELCORE (24-0906.02): Min. 309 psi, Min. 2-inch thick, Celcore Sure-Flex KEE HP Low VOC PVC BA 825
or smooth surface modified cap sheet Cellular Concrete (EPS board optional)
R-61. Existing mineral surfacg <.:ap sheet, smooth surface BUR CELCORE (24-0906.02): Min. 309 psi, Min. 2-inch thick, Celcore Sure-Flex KEE HP Low VOC PVC BA 1350
or smooth surface modified cap sheet Cellular Concrete (EPS board optional)
_— . CELCORE (24-0906.02): Min. 36 pcf wet cast density, min. 300 psi,
R-62. Exist I surf heet Sure-Flex KEE HP Low VOC PVC BA -135.0
Xisting mineraf surtace cap shee min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). ure-riex ow
R-63. Existing smooth surface BUR or smooth surface modified CELCOBE (24—9906.02): Min. 36 pcf wet cast density, min. 309 psi, Sure-Flex KEE HP Low VOC PVC BA 2175
cap sheet min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional).
Existing smooth surface BUR or smooth surface modified CELCORE (24-0906.02): Min. 36 pcf wet cast density, min. 300 psi,
R-64. cap sheet min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Flex KEE HP Low VOC PVC BA -2200
. CONCRECEL (21-1229.06): Min. 350 psi, min. 2-inch thick, Concrecel
-65. E B - EE L B -330.
R-65 xisting asphalt BUR Lightweight Insulating Concrete (EPS board optional) Sure-Flex KEE HP ow VOC PVC BA 3300
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (23-0817.05): Min. 250 psi, Min. 2-inch thick, Elastizell
R-66. -Flex KEE HP Low VOC PVC BA -67.
66 modified bitumen Range Il LWIC (EPS board optional) Sure-Flex owVo 67.5
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TABLE 7r: RECOVER APPLICATIONS
SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Syst Roof Cover (Note 15) MDP
ystem Substrate (Note 1, Note 12) Lightweight Concrete D
No. = = Type Attach (psf)
R-67. E?qstmg asphalt BUR or granule-surface SBS modified ELASTIZELL (23-0817.05): er.1. 250 psi, Min. 2-inch thick, Elastizell Sure-Flex KEE HP Low VOC PVC BA 1125

bitumen Range Il LWIC (EPS board optional)
R-68. E?ﬂstlng asphalt BUR or smooth-surface SBS modified ELASTIZELL (23-0817.05): er.1. 250 psi, Min. 2-inch thick, Elastizell Sure-Flex KEE HP Low VOC PVC BA 1125
bitumen Range Il LWIC (EPS board optional)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R-69. Existing gravel surface BUR Eﬁ;cg_?fc(: ?;,?fkog'e?czg}eM“;nﬁ éslIZ?:YS;;;:;‘:?:;‘;Y{;CQE gotc:;)s:” Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT -75.0
: & " | Flex KEE HP FleeceBACK (FULL)
. . . \ Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R70. | Existing mineral surface cap sheet Equercg-Fi{:c(r?fﬁ?fkogé?czglreMn;' g’:”'i’;::“’;;nc:rjt:‘z::';yég'; 20332” Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT -135.0
’ P " | Flex KEE HP FleeceBACK (FULL)
Existing smooth surface BUR or smooth surface modified CELCORE (24-0906.02): Min. 36 pcf wet cast density, min. 200 psi, Sure-Flex PVC FleeceBACK, Sure- FIex!bIe FAST or
R71. cap sheet min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional) Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT 2325
P ! P ’ Flex KEE HP FleeceBACK (FULL)
Sure-Flex PVC FleeceBACK, Sure-
isti - - EL. ZELL -0817.05): Min. 32 i, min. 2-i ick, Elasti !
R-72. EX|st.|r!g asphalt BUR or smooth- or granule-surface SBS ASTI (23-0817 O?) Min. 320 psi, min. 2-inch thick, Elastizell Flex PVC ERS FleeceBACK or Sure- Flexible FAST (FULL) -250.0
modified bitumen Range Il LWIC (EPS optional board)
Flex KEE HP FleeceBACK
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TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Temporary P o MDP
ttac ttac
No. (Note 1) Roof T T T Attach (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ype ttac
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch
- ROOF DECK PANEL oLrJTZOTG / Two (2) layers, min. Flexible FAST SE'&'JR'O_CIECG sum- Flexible FAST Sure-Flex KEE HP Flexible FAST 450
: (ASTM D41 primed) ! 2.0-inch, SecurShield | (RIBBON) ; VP (RIBBON) FleeceBACK (RIBBON) :
torch-applied Fiber Roof Board
FBC FPA FL19921
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL i i i
SureMB 907G . Owens Corning Min. 0.5-inch Owens Corning Owens Corning
) ROOF DECK PANEL or 1207G / Two (2) layers, min. PermaMop / full Becurock o Im- PermaMop / full Sure-Flex KEE HP PermaMop / full 450
: (ASTM D41 primed) : 2.0-inch, SecurShield | coverage 25 . yp coverage 25 FleeceBACK coverage 25 ’
torch-applied Fiber Roof Board
FBC FPA FL19921 Ibs/square Ibs/square Ibs/square
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG LS i
ROOF DECK PANEL ure Two (2) layers, min . Je3-ind Sure-Flex KEE HP
-3. . 120T . L i ECUROCK - i LL i LL -105.
P-3 (ASTM D41 primed) or 120TG / 2.0-inch, Securshield Flexible FAST (FULL) S. CUROCK Gypsum Flexible FAST (FULL) FleeceBACK Flexible FAST (FULL) 05.0
torch-applied Fiber Roof Board
FBC FPA FL19921
M-D NOA 23-0316.03
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TABLE 9A: HiLTI PART / SUPPORT THICKNESS LIMITATIONS'

HILTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 L15MXR t>0.25
X-EDN19 THQ12 or X-EDN19 THQ12M 0.25<t<0.375
X-EDNK22 THQ12 or X-EDNK22 THQ12M t=0.25
X-HSN 24 0.125<t<0.375
S-MD 12-24 x 1-5/8 M HWH5 0.125<t<0.25
TABLE 98: HiLTI PART / TYPE B STEEL DECK ATTACHMENT-SPAN LIMITATIONS'
MAX. SPAN (INCHES)
HILTI PART M::‘I(C:Pg(élr;G DEZI(?:\I('::(LELSOS‘:J\I::::SF) Min. 22 ga. steel Min. 20 ga. steel Min. 18 ga. steel
Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi Min. 33 ksi Min. 80 ksi
12 -45.0 72 72 72 72 72 72
6 -82.5% 72 72 72 72 72 72
6 -90.0* 68 72 72 72 72 72
6 -97.5* 63 72 72 72 72 72
6 -105.0* 59 72 72 72 72 72
6 -112.5* 55 72 67 72 72 72
X-ENP-19 L15 6 -120.0* 51 72 63 72 72 72
X-ENP-19 L15MX 6 -127.5* 48 72 59 72 72 72
X-ENP-19 L15MXR 6 -135.0* 45 72 56 72 72 72
X-EDN19 THQ12 6 -142.5* 43 72 53 72 72 72
X-EDN19 THQ12M 6 -150.0* 41 72 50 72 69 72
X-EDNK22 THQ12 6 -157.5* 39 71 48 72 65 72
X-EDNK22 THQ12M 6 -165.0* 37 68 46 72 62 72
X-HSN 24 6 -165.0* 35 65 44 72 60 71
or 6 -172.5* 34 62 42 72 57 68
5-MD 12-24 x 1-5/8 M HWHS 6 -180.0* 33 60 40 72 55 65
6 -187.5* 31 57 39 71 53 62
6 -195.0* 30 55 37 68 51 60
6 -202.5* 29 53 36 66 49 58
6 -210.0* 28 51 36 63 47 56
6 -217.5% 27 50 33 61 46 54
6 -225.0* 26 48 32 59 44 52

*Limited to fully or partially adhered roof coverings.

"Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEMO | etc. nor Robert Nieminen, P.E. purport to evaluate Hilti fasteners for compliance with the
Florida Building Code.
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