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ENGINEER TEeST CONSsuULT
P.E. EVALUATION REPORT (PEER)
Carlisle SynTec Systems PEER-CRL-002.A.R29
P.O. Box 7000 FL14165-R28 (NON-HVHZ)
Carlisle, PA 17013 Date of Issuance: 10/27/2010
(717) 245-7264 Revision 29: 09/23/2026
SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 9t Edition (2026) Florida
Building Code and 2024 International Building Code sections noted herein.

DEescrIPTION: Sure-Flex Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED ComPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
NEmo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

InsPecTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.
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CERTIFICATION OF INDEPENDENCE:
1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the States of Connecticut (PE-24802), Texas (PE-96420) and Washington (PE-39055). Use of this
PEER in support of permitting is at the discretion of the Authority Having Jurisdiction.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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ROOFING SYSTEMS EVALUATION:

NEmoO | etc.e

1. SCOPE:

Product Category:
Sub-Category:

Product Approval Method:

Roofing

Single Ply Roof Systems
Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Sure-Flex Roof Systems, as produced by Carlisle SynTec Systems, have demonstrated
compliance with the following sections of the referenced Building Codes through testing in accordance with the
following Standards. Compliance is subject to the Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

CoDE SECTION PROPERTY STANDARD

2026 Florida Building Code 1504.3.1 Wind resistance FM 4474
1504.7 Impact resistance FM 4470, Section 4.6
1507.11.2 Material standard ASTM D6163, ASTM D6164
1507.12.2 Material standard ASTM D4434

2024 International Building 1504.4.1 Wind resistance FM 4474

Code 1504.7 Impact resistance FM 4470, Section 4.6
1507.11.2 Material standard ASTM D6163, ASTM D6164
1507.13.2 Material standard ASTM D4434

3. REFERENCES:

ENTITY

NEMO CERT (CER13842)
PRI CMT(TST5878)
PRI CMT(TST5878)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ACRC (TST4671)
ATI (TST1558)
ATI (TST1558)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
CTL (TST 1577)
ERD (TST 11294)
ERD (TST 11294)
ERD (TST 11294)
ERD (TST 6049)
ERD (TST 6049)
ERD (TST 6049)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
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EXAM
ASTM D4434
ASTM D6163
ASTM D6164
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114(D)
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 117
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4470
FM 4470
FM 4470
FM 4470
FM 4470
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
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REFERENCE
Certifications
1655T0009
165560010
07-052

10-008

11-037

15-007

15-044

ACRC 24-008
ACRC 24-009
ACRC 24-011
ACRC 24-012
ACRC 24-013
ACRC 24-016
91340.01-111-47
C1141.01-109-18
CTLA-105R
CTLA-105R-1
CTLA-105R-2
CTLA-106R
CTLA-106R-1
CTLA-106R-2
CTLA-106R-3
CTLA-106R-4
CTLA 111R
CTL13380.01.17
CTL16160.08.17-1
CTL16160.08.17-2
NG-5C10075.12.15
SFS-SC10010.02.16
CRL-SC10290.03.16
OV7A4.AM
1D7A4.AM
3000066
3013584
3014692

3019897
3021764
3021941

3025919

3023458

3024593

3028478

3026964

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC

DaTte
Current
01/21/22
01/21/22
08/30/07
04/23/10
06/29/11
04/01/15
01/04/16
04/17/24
04/18/24
04/19/24
04/19/24
04/24/24
04/25/24
05/06/09
09/11/12
10/13/08
10/13/08
10/13/08
10/16/08
10/16/08
10/16/08
10/16/08
10/16/08
01/13/09
01/27/17
08/28/17
08/28/17
12/28/15
02/29/16
03/03/16
06/10/92
11/09/98
06/23/99
06/27/03
08/05/03
10/07/05
01/11/06
03/20/06
03/20/06
07/18/06
07/27/06
01/05/07
07/25/07

ENTITY

FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (QUA1840)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
FM (TST1867)
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Exam
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Traceability
FM 4451
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
Criticality
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474
FM 4474

REFERENCE
3051593
3051602
797-08172-267
3048639
3048753
3055462
3053933
3053649
3056620
3054498
3057736 (data)
3050229
3055167
3054028
3056017
RR206411
3056745
3058058
3063767 (Itr)
PR451012
PR449651
RR215829
3063085
PR451012 (data)
PR451012
PR452297 (data)
PR452773 (data)
PR451012 (data)
PR452369 (data)
PR451520 (data)
PR453044
PR453924(data)
3060914
PR453922
PR452049
PR460398 (data)
PR453353
PR453923
PR451812
RR223958
RR224173
PR454181
PR460398 (data)
PR456208 (data)

DATE

01/21/14
01/28/14
02/25/14
08/24/14
09/16/14
04/01/15
06/30/15
09/09/15
10/12/15
11/30/15
01/08/16
01/25/16
02/10/16
05/25/16
06/20/16
09/26/16
09/28/16
11/04/16
04/03/18
09/11/18
09/25/18
10/03/18
10/05/18
10/11/18
12/13/18
12/19/18
01/31/19
02/01/19
04/19/19
05/02/19
05/30/19
06/19/19
06/20/19
08/08/19
08/27/19
01/29/20
01/31/20
02/02/20
04/24/20
06/10/20
06/30/20
12/10/20
06/23/21
09/28/21
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ENTITY EXAM REFERENCE DATE ENTITY Exam REFERENCE DATE
FM (TST1867) FM 4470 3030926 08/07/07 FM (TST1867) FM 4474 PR459293 09/29/21
FM (TST1867) FM 4474 3028438 08/22/07 FM (TST1867) FM 4474 PR453924 (data) 11/10/21
FM (TST1867) FM 4474 3031350 09/27/07 FM (TST1867) FM 4474 PR454979 12/07/21
FM (TST1867) FM 4474 3028154 11/16/07 FM (TST1867) FM 4474 PR453924 (data) 12/08/21
FM (TST1867) FM 4474 3026951 01/21/08 FM (TST1867) FM 4474 PR456395 02/14/22
FM (TST1867) FM 4474 3031349 05/13/08 FM (TST1867) FM 4474 PR463769 (LTR) 01/13/24
FM (TST1867) FM 4474 3034985 12/15/08 FM (TST1867) FM 4474 PR469635 (data) 07/28/24
FM (TST1867) FM 4474 3034066 04/14/09 FM (TST1867) FM 4474 PR462962 07/30/24
FM (TST1867) FM 4474 3037400 09/08/09 FM (TST1867) FM 4474 PR470092 08/14/24
FM (TST1867) FM 4474 3034297 11/13/09 FM (TST1867) FM 4470 PR470554 06/23/25
FM (TST1867) FM 4474 3039344 07/13/10 FM (TST1867) FM 4470 PR475333 (DATA) 01/08/26
FM (TST1867) FM 4474 3039344 07/14/10 FM (TST1867) FM 4470 PR475333 (DATA) 02/27/26
FM (TST1867) FM 4474 3040449 07/15/10 FM (TST1867) FM 4470 PR474040 04/09/26
FM (TST1867) FM 4474 3038140 08/04/10 FM (TST1867) FM 4470 PR475333 (DATA) 04/21/26
FM (TST1867) FM 4474 3040639 08/11/10 FM (TST1867) FM 4470 PR475497 (DATA) 04/21/26
FM (TST1867) FM 4474 3040639 08/13/10 M-D (CER1592) TAS 114 21-1229.06 02/24/22
FM (TST1867) Criticality 3037608 08/18/10 M-D (CER1592) TAS 114 18-0208.03 08/09/18
FM (TST1867) FM 4474 3040639 10/06/10 NEMO Data Release NE-FRM-0025-USG 02/17/21
FM (TST1867) FM 4474 3040639 10/17/10 NEMO Data Release NE-FRM-0025-SFS 11/29/21
FM (TST1867) FM 4474 3039344 04/07/11 NEMO Data Release NE-FRM-0025-OMG 11/30/21
FM (TST1867) FM 4474 3043437 06/03/11 NEMO (TST 6049) FM 4474 4-CRL-18-003.05.18 05/15/18
FM (TST1867) FM 4474 3041535 06/08/11 NEMO (TST 6049) FM 4474 CRL-SC16815.06.18 06/07/18
FM (TST1867) FM 4474 3043858 08/23/11 NEMO (TST 6049) Criticality 4S-CRL-18-005.11.18 11/06/18
FM (TST1867) FM 4474 3043859 08/23/11 NEMO (TST 6049) FM 4474 41-CEL-18-001.12.18 12/14/18
FM (TST1867) FM 4474 3043858 08/25/11 NEMO (TST 6049) FM 4474 4L-CRL-18-003.12.18 01/14/20
FM (TST1867) FM 4474 3041797 10/13/11 NEMO (TST 6049) FM 4474 2a-CRL-19-LWWUS-02.A 01/14/20
FM (TST1867) FM 4474 3039073 11/22/11 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-01.A 01/14/20
FM (TST1867) FM 4474 3043427 12/01/11 NEMO (TST 6049) FM 4474 4a-CRL-19-LSWUS-02.A 03/05/20
FM (TST1867) FM 4474 3043859 12/16/11 NEMO (TST 6049) FM 4470 4i-CCM-21-SSCRT-01.A 01/19/22
FM (TST1867) FM 4474 3040260 02/27/12 NEMO (TST 6049) FM 4474 4a-CRL-23-LSWUS-02.A 12/13/24
FM (TST1867) FM 4474 3043859 03/19/12 NEMO (TST 6049) FM 4474 4a-CRL-LSWUS-001.A.R1 12/13/24
FM (TST1867) FM 4474 3039344 06/14/12 NEMO (TST 11294) FM 4474 2-CRL-18-002.04.18 05/15/18
FM (TST1867) FM 4474 3047327 09/13/12 NEMO (TST 11294) FM 4474 2a-CRL-19-LSWUS-01A 05/13/19
FM (TST1867) FM 4474 3040639 09/18/12 NEMO (TST 11294) FM 4474 2-CRL-18-002.10.18-2-R1 01/23/20
FM (TST1867) FM 4474 3040449 10/02/12 NEMO (TST 11294) FM 4474 2a-CRL-20-LSWUS-01.A 04/13/20
FM (TST1867) Criticality 3047012 10/22/12 NEMO (TST 11294) FM 4474 2a-CRL-22-LSWUS-02.A 03/29/22
FM (TST1867) FM 4474 3042075 10/23/12 NEMO (TST 11294) FM 4474 2a-CRL-22-LSWUS-01.A 07/18/22
FM (TST1867) FM 4474 3047218 11/20/12 NEMO (TST11294) FM 4474 2a-CRL-23-LSWUS-01.A 04/12/23
FM (TST1867) FM 4474 3048585 02/07/13 NEMO Traceability FBC PCL-USP 10/14/22
FM (TST1867) FM 4474 3047474 07/25/13 UL, LLC (QUA9625) QA Service Confirmation 03/14/25
FM (TST1867) FM 4451 3049232 09/11/13 UL, LLC. (QUA9625) QA Florida BCIS Current
4.1 This PEER covers Sure-Flex Roof Systems installed in accordance with Carlisle SynTec Systems published

installation instructions and the Limitations of Use herein.

4.1.1  For products listed as NEmo Certified, consult Directory of Certified Products for allowable production location(s).

TABLE 1: EVALUATED MEEMBRANES
MATERIAL STANDARD
TYPE ProODUCT PLANT(S)
REFERENCE TYPE GRADE
Sure-Flex PVC 50, 60, 80-mil ASTM D4434 &IV N/A
Sure-Flex PVC FRS 60, 80-mil ASTM D4434 1] N/A
Sure-Flex KEE HP 50, 60, 80-mil ASTM D4434 1] N/A
RooF COVER OR N "
Cap PLY Sure-Flex PVC FleeceBACK 60, 80-mil ASTM D4434 1] N/A Certified
Sure-Flex PVC FRS FleeceBACK 60, 80-mil ASTM D4434 1] N/A
Sure-Flex KEE HP FleeceBACK 60, 80-mil ASTM D4434 1] N/A
Sure-Flex PVC FleeceBACK RL 60, 80-mil ASTM D4434 1] N/A
SureMB 90 Base ASTM D6163 | S
BASE PLY OR SureMB 90TG Base ASTM D6163 | S
VAPOR BARRIER | SureMB 120TG Base ASTM D6163 | S TX
MEMBRANES SureMB 90 Poly Base ASTM D6164 | S
SureMB 120 Poly Base ASTM D6164 | S
©ONEMO ETC, LLC PEER-CRL-002.A.R29
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC FL14165-R28 (NON-HVHZ)
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with the requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC or IBC 1505 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC 1504.5 or IBC 1504.6 for
requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.
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5.8 Corrosion Resistance — Saltwater Environments:
Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.

6. INSTALLATION:

Sure-Flex Roof Systems shall be installed in accordance with Carlisle SynTec Systems published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL LLC — QUA9625; (360) 817-5512; bsai.inspections@ul.com
Products listed in Rule 61G20-3.001, F.A.C., shall be manufactured under a quality assurance program audited by

an approved quality assurance entity. Refer to the Product Approval of the manufacturer for components listed
in Appendix 1 that are produced by a Product Manufacturer other than the report holder on Page 1 of this PEER

- THE 116-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 10
18 Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 13
1c Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 15
1p Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 16
1e Wood New, Reroof (Tear-Off), Recover Cc-2 Induction Welded Roof Cover 20
1F Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 23
16 Wood New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 24
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 25
2B Steel or Structural Concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 27
2c Steel or Structural Concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 38
2D Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 40
2E Steel or Structural Concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 43
2F Steel New, Reroof (Tear-Off), Recover C-2 Induction Welded Roof Cover 57
2G Steel or Structural Concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 60
3A Structural Concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 64
3B Structural Concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 78
3c Structural Concrete New, Reroof (Tear-Off), Recover C-2 Induction Welded Roof Cover 78
3D Structural Concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 80
3E Structural Concrete New, Reroof (Tear-Off), Recover G Optional Insulation, Loose-Laid Roof Cover, Pressure Equalizing Vent 81
4A Deck with Lightweight concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 82

48-1 Deck with Lightweight concrete New F LWC to Steel Deck, Bonded Bareback Roof Cover 88
4B-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Bonded Fleeceback Roof Cover 89
4c-1 Deck with Lightweight concrete New F LWC to Concrete Deck, Bonded Bareback Roof Cover 91
4c-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Bonded Fleeceback Roof Cover 91
4D Pre-Existent Lightweight concrete Reroof (Tear-Off) F LWC, Bonded Fleeceback Roof Cover 91
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 93
58 Cementitious wood fiber New, Reroof (Tear-Off), Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 96
5¢c Cementitious wood fiber New F Non-Insulated, Bonded Roof Cover 97
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 98
6B Existing gypsum Reroof (Tear-Off) F None-Insulated, Bonded Roof Cover 101
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 102
78 Various Recover A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 109
7c Steel Recover C-2 Induction Welded Roof Cover 109
7D Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 110
7E Various Recover F-1 Non-Insulated, Bonded Roof Cover 112
7F Various Recover F-2 New LWC over Existing Roof, Bonded Roof Cover 113
8A Proprietary Deck Type New A-1a Bonded Temp Roof, Bonded Insulation, Bonded Roof Cover 115
9A/98 Guidance / Limitations for use of Hilti fasteners in Type B steel deck securement beneath Carlisle roof systems 116
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The following notes apply to the systems outlined herein:

1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having
Jurisdiction.

» As-tested roof cover performance in accordance with FM 4474 and TAS 114, Appendix J indicates min. 22 ga., Type B, Grade 40 steel deck at max. 6 ft spans attached with 5/8-inch diameter puddle welds

spaced 6” o.c., with deck side laps secured max. 24” o.c. w/ %”-14x1” long self-tapping hex-head screws, may be used for roof assemblies over steel deck up to a maximum design pressure of -60.0 psf.
This does not preclude Note 1 above.

» Tables 9A and 9B provide guidance / limitations associated with use of fasteners from Hilti, Inc. to secure steel decking to structural members.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fastener shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DECK TYPE By PARTS MINIMUM ENGAGEMENT
Woobp Carlisle SynTec HP Fastener with Insulation Fastening Plate Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
STEEL Carlisle SynTec HP Fastener with Insulation Fastening Plate Minimum %-inch steel penetration and engage the top flute of the steel deck
STRUCTURAL . . . . . Minimum 1-inch embedment. Fastener installed with a pilot hole in accordance with the fastener
Carlisle SynTec HD 14-10 Fastener, CD-10 or HP Concrete Spike (1/4) with Insulation Fastening Plate ) . . L . P
CONCRETE manufacturer’s published installation instructions
3 RESERVED

4 Minimum 200 psi, minimum 2-inch thick FBC or IBC Approved lightweight insulating concrete may be substituted for rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed
through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings. Roof decks
and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address non-
wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5 RESERVED

6  Unless otherwise noted, insulation adhesive application rates are as follows.
. Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
. When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
. The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

. Flexible FAST “FULL” or “SPLATTER” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are
required.

. Flexible FAST DT “FULL” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are required.

INSULATION ADHESIVE REFERENCES
ADHESIVE METHOD REFERENCE MINIMUM RATE

Flexible FAST full-coverage Flexible FAST (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square

Flexible FAST splatter-applied Flexible FAST (SPLATTER) Splatter-applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)

Flexible FAST ribbon-applied Flexible FAST (RIBBON) Continuous ribbons, 12-inch o.c.

Flexible FAST Dual-Tank full-coverage Flexible FAST DT (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square

Flexible FAST Dual-Tank ribbon-applied Flexible FAST DT (RIBBON) Continuous ribbons, 12-inch o.c.

Carlisle OlyBond 500 BA ribbon-applied OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
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7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LiIsTED PRODUCT FBC FILE THICKNESS (IN)
Flexible FAST Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5
OB500 Any polyisocyanurate listed with adhesive herein Various 0.5 -187.5

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing asphalt built-up roof (BUR) with flood coat & gravel (loose gravel removed)” in - —
Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does not remain
embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel that remains
embedded in the asphalt flood coat remains.

13 Referto FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and
for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC or IBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached
prior to roof cover installation (Note 17). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover
applications.
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®

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.
14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
15 For bonded membrane applications, unless otherwise noted, refer to the following.
MEMBRANE / ADHESIVE COMBINATIONS
MEMBRANE ADHESIVE APPLICATION RATE
Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Fl . . . . -
Klé;eHPex ure-riex or sure-Fiex Carlisle Low VOC PVC Bonding Adhesive Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft2/gal) finish]
Sure-Flex PVC or Sure-Flex PVC FRS Carlisle Aqua Base 120 Bonding Adhesive Contact (both sides) 0.42 to 0.5 gal/square per surface [(0.83 to 1.0 gal/square (100 to 120 ft?/gal) finish]
Sure-Flex PVC or Sure-Flex PVC FRS HydroBond Water-Based PVC BA (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft2/gal)
CAV-GRIP PVC Adhesive Contact (both sides) 3.0 Ib/square per surface (~800 ft2/standard cylinder per finished surface)
Sure-Flex PVC or Sure-Flex PVC FRS CAV-GRIP PVC Adhesive is an acceptable alternate to Low VOC PVC Bonding Adhesive when used to fully adhere Sure-Flex PVC and Sure-Flex PVCS FRS to DensDeck
Note: | Prime, EcoStorm VSH, InsulBase, SecurShield, SecurShield HD, SecurShield HD Plus, SecurShield HD Composite, SECUROCK Gypsum-Fiber Roof Board or StormBase.
CAV-GRIP PVC Adhesive is not for use with Detec Systems “TruGround Conductive Primer”.
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
) . . . 5
FleeceBACK or Sure-Flex KEE HP FleeceBACK Carlisle Aqua Base 120 Bonding Adhesive Wet lay (substrate) 0.83 gal/square (120 ft2/gal)
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
, . . )
FleeceBACK or Sure-Flex KEE HP FleeceBACK HydroBond Water-Based Adhesive (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft2/gal)
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS , RIBBON spaced as noted hereinor . . .
Flexible FAST Wet lay (substrate) FULL Coverage = 1 gal/square or continuous ribbons, maximum 4-inch o.c. or
FleeceBACK or Sure-Flex KEE HP FleeceBACK ;
splatter-applied at 0.5 gal/square (wet) = 4.7 Ib/square (dry)
RIBBON spaced as noted herein or
-Flex PVC FI BACK -Flex PVC FR
sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST Dual-Tank (DT) Wet lay (substrate) FULL Coverage = 1 gal/square; continuous ribbons, max. 4-inch o.c. or splatter-
FleeceBACK or Sure-Flex KEE HP FleeceBACK .
applied at 0.4 gal/square (wet) = 3.7 Ib/square (dry)
Sure-Flex FleeceBACK RL VELCRO® Brand Securable Solutions OT\Iy for use over InsuIBase.: RL or SecurShield HD RL substrates. Roof cover is broomed into place and rolled
with 150 Ib roller to establish contact.
15A  For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.
15B  For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.
For assemblies using “TreadSafe” plates, the minimum insulation thickness shall be 2-inches.
15C  For System Types A-1, B-1, B-2, B-3 or C-1 involving Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP adhered in Carlisle Low VOC PVC Bonding Adhesive over InsulBase, SecurShield, SecurShield HD or
SecurShield HD Plus, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
150  For System Types A-1, A-2, B-1, B-2 or C-1 involving Sure-Flex KEE HP FleeceBACK adhered in Flexible FAST over InsulBase, SecurShield, SecurShield HD, SecurShield HD Plus, G-P Gypsum “DensDeck Prime” or USG
“SECUROCK Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.
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15E  For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.

16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OpTION # S VAPOR BARRIER INSULATION ADHESIVE PER TABLE 3A OR 3B MDP
TYPE APPLICATION (NoTes 6,7&8) PSF)*
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-1. Primer or CAV-GRIP IIl LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) 157.5
C-VB-2. None VapAir Seal TR Plus Self-adhering Flexible FAST (RIBBON) -157.5
702 Primer, 702 LV Primer, CAV-GRIP . . "

C-VB-3. Primer or CAV-GRIP Ill LVOC-AP VapAir Seal 725TR Self-adhering Flexible FAST DT (RIBBON) -172.5
C-VB-4. None VapAir Seal TR Plus Self-adhering Flexible FAST DT (RIBBON) -172.5
702 Primer, 702 LV Primer, CAV-GRIP . . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
CVBS. | plimer or CAV-GRIP Ill LVOC-AP VapAir Seal 725TR Self-adhering FAST DT (RIBBON, 6-inch o.c.) -270.0

) . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-6. None VapAir Seal TR Plus Self-adhering FAST DT (RIBBON, 6-inch o.c.) -270.0
C-VB-7. None VapAir Seal TR Plus Self-adhering Flexible FAST DT (RIBBON, 6-inch o.c.) -322.5

CAV-GRIP Primer or CAV-GRIP Il LVOC- . 4 Flexible FAST (FULL COVERAGE, 1 gal/square) or Flexible
C-VB-8. AP VapAir Seal 725TR Self-adhering FAST (SPLATTER) -427.5
SureMB 90 Base, SureMB 90 Poly
C-VB-9. ASTM D41 Base or SureMB 120 Poly Base Hot-asphalt Hot asphalt at 25 Ibs/square -172.5
C-VB-10. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Hot asphalt at 25 Ibs/square -180.0
SureMB 90 Base, SureMB 90 Poly Carlisle SureMB MC Adhesive (C-MCA), 1-inch . )
C-VB-11. None Base or SureMB 120 Poly Base ribbons, 12-inch o.c. Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) 180.0
C-VB-12 None SureMB 90 Base, SureMB 90 Poly Carlisle SureMB MC Adhesive (C-MCA), 1-inch Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible 2550
i Base or SureMB 120 Poly Base ribbons, 6-inch o.c. FAST DT (RIBBON, 6-inch o.c.) )

C-VB-13. ASTM D41 SureMB 90TG or 120TG Base Torch-applied Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -307.5

. Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-14. ASTM D41 SureMB 90TG or 120TG Base Torch-applied FAST DT (RIBBON, 6-inch o.c.) -495.0
C-VB-15. g:\l\//;j:{;t;” Adhesive/Primer at0.33 | ¢ ' \15 70 A Base Ply Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) 1425

CAV-GRIP Il Adhesive/Primer at 0.33 . Flexible FAST (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-16. gal/square SureMB 70 SA Base Ply Self-adhering FAST DT (RIBBON, 6-inch o.c.) -255.0
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TECTUM PLANK DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
OPTION # PRIMER VAPOR BARRIER INSULATION ADHESIVE PER TABLE 5A MDP
TYPE APPLICATION (Nores 6,7&8) PSF,
CWEVB-1. CAV-GRIP Ill Adhesive/Primer at 0.33 SureMB 70 SA Base Ply or VapAir Seal Self-adhering Flexible FAST (FULL or SPLATTER) or Flexible FAST Dual-Tank 350.0
gal/square 725TR (FULL)
16c  Existing Gypsum Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
EXISTING GYPSUM DECK: VAPOR BARRIER FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER INSULATION ADHESIVE PER TABLE 6A MDP
# P TABLE BA MODF
OerioN RIMER TyPE APPLICATION (NoTEs 6,7&8) PSF)*
GYP-VB-1. | CAV-GRIP Il Adhesive/Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -187.5
GYP-VB-2. | 702 Primer, 702 LV Primer VapAir Seal 725TR Self-adhering Flexible FAST (RIBBON) or Flexible FAST DT (RIBBON) -247.5

16D  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, VapAir Seal 725TR, VapAir Seal TR Plus or VapAir Seal MD may be installed atop the roof deck prior to installation of the insulation and roof cover. Refer to FM Loss
Prevention Data Sheet 1-29 for design and installation limitations.
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17 Insulation Attachment:

17A  Unless otherwise noted, insulation may be any one layer or combination of FBC or IBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed

with the roof cover.

17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer, with

no adverse effect on the MDP performance limitation.

17C  Preliminary Insulation Attachment:

NEmoO | etc.

»  Unless otherwise noted, use Approved roofing fasteners and plates; minimum two (2) parts per 4x4 ft board, minimum four (4) parts per 4x8 ft board or minimum six (6) parts per 4x12 ft board.

»  For systems where a vapor barrier is installed refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29. For 4x12-ft boards, increase preliminary attachment requirements proportionally relative to
FM LPDS 1-29 requirements for 4x8-ft boards.

»  For systems where no vapor barrier is installed, Carlisle InsulFast may be used in place of Carlisle HP Fastener for preliminary attachment purposes over wood and steel deck.
17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.

®

INSULATION ATTACHMENT PATTERNS —4X4 FT BOARDS
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24 : 24-in {
jin 12-in
18-in. L !
| 6-in 6-in.
) P i
12-in 6-in. ! '
1 i 6-in. -12-in.~ 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in.~—--18-in. - 6-in. 6-in.~—~18-in. - 6-in. 6-in. = -~ 18-in. | 6-in. 6-in. = =12-in.-- 6-in.
T T i I} T T T I} 1 T i [l
i 12-in. i i |
{ 12-in. 12-in 12-in.
18-in | ! !
| 240-in. 124in. 12l-in 12-in.
18-in 1 12-in -in.
i 12-in. | 12,m
' 124in. : . | 6-in. 6-in.
6-in | 6-in. f T T T
i i l~18-in. == - 6-in. =12-in.~6-in.
1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X8 FT BOARDS

12-in.- - 24-in. - 6-in. - - ~112-in.- 12-in 4 12-in ~——6-in. i,
' 12-in 12-in. 125 12-in. 125in
24-in. | ' ] i , ! |
12-i .
! 24-in. :m 24-in. 24-in
36-in 12-in |
. 24-in. 24-in
48-in. i 24-in. 24-in
36-in) 12-in 24-in. 24-in
24-in. {
12-in | |
24-in. | i | 12-in. 12-in
12-in| 12-in. 12-in - | !
| | ' —24-in— —24-in.—
1 per 8.0 ft2 (4 per board) 1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft2 (12 per board)
6-in.~—-~18-in. - 6-in,—+—12-in.|12-in.- -~ 6-in. 6-in.{-—i-18-in.—~+—6-in. 6-in.—— 6-in. = -12-in.l-
] I : | I ! | - | | i .
121in. B’En 6-in. B—jn. . 6-in. B-En. G'I'T'L
| . _ 18-in. } 124in. 12-in.
18-in. 18-in. 18-in. 18-in. : 1
24-in. 1 IZIin. { 12-in. 12-in.
: . | ! 1
18-in. Sain 18-in. 181in. 125in. 124in.
! : 1 18-in. J i 1
24-in., 12-in. 12-in. 12in 12-in. 12-in.
| i | ! ]
-in. -in. 12-in.
18tn. 244N, 184in. 18-in 1 12-in 'ln
18-in. } t
24-in. f 12-in. 12-in.
" 12:n. { 1 "
-in. 18-in. ) !
i 18n 18-in. " 18-in. 12-in. 12-in.
12:|n. 6ein. | 6-in. 18-in. J 6-in. Gin.
T 6-in i 6-in. f 0
=12-in.- 24-in. { 24-in. ¥ ——28-in.; -12-in.- - 6-in.
1 per 2.0 ft2 (16 per board) 1 per 1.9 ft2 (17 per board) 1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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NEmoO | etc.e

INSULATION ATTACHMENT PATTERNS —4X12 FT BOARDS

&

—24-in.—

48-in. : 48-in.

1 per 8.0 ft2 6 per board)

24-in—

12-in.

24-in.

18 The following products are interchangeable within the scope of this PEER:

ACCEPTABLE ALTERNATES
SuB-CATEGORY LisTeD PRODUCT HEREIN ALTERNATE FBCFILE
ADHESIVES Carlisle SynTec 0OB500 OMG OlyBond 500 Adhesive Fastener FL1608
InsulBase InsulBase NH, H-Shield, H-Shield NH or ThermaThin 7 GRF
InsulBase (min. 1.5-inch) ThermaThin 7 GRF (min. 1.45-inch)
SecurShield NH, H-Shield CG, H-Shield CG NH or ThermaThin
SecurShield 7 CGF
Carlisle SynTec SecurShield (min. 1.5-inch) ThermaThin 7 CGF (min. 1.45-inch) FL5968
:‘,\I‘zﬁﬂ“ﬁm Securshield HD SecurShield HD NH, H-Shield HD, H-Shield HD NH
SecurShield HD Plus SecurShield HD Plus NH, H-Shield HD90, H-Shield HD90 NH
SecurShield HD Composite H-Shield HD Composite
StormBase H-Shield NB
Georgia-Pacific Gypsum, LLC DensDeck Prime DensDeck StormX Prime Roof Board FL1250
National Gypsum DEXcell FA Glass Mat Roof Board DEXcell FA VSH Glass Mat Roof Board FL17840

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Note 9 and Note 10)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor Z\tt h P yer(s) e MDP
No. Note 1 Barrier ac ac icati sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
BAREBACK MEMBRANE APPLICATIONS:
Min. 7/16-inch APA Min. 1.5-inch Flexible FAST or Flexible FAST or
W-1. rated OSB; 2 ft None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT 'S:Iil;(e;illix:;\gc or Sure- iﬁx;fislep pVC -45.0*
span SecurShield (RIBBON) (RIBBON)
Insulation: (Optional) Additional layer(s) base
insulation
. . . . . Coverboard: Min. 0.25-inch DensDeck Prime .
Min. 7/16-inch APA Opt 1) Min. Flexible FAST —— 4 Flexible FAST
in. 7/16-inc (Optional) Min e iaer o | DEXcell FA Glass Mat Roof Board or SECUROCK P O | Sure-Flex PVC or Sure- | CAV-GRIP PVC
W-2 rated OSB; 2 ft None 1.5-inch InsulBase, | Flexible FAST DT X i ; Flexible FAST DT R -45.0*
- SecurShield (RIBBON) Gypsum-Fiber Roof Board, min. 0.5-inch (RIBBON) Flex PVC FRS Adhesive
SecurShield HD, SecurShield HD Plus or EcoStorm
VSH, min. 1.5-inch SecurShield HD Composite or
min. 2-inch StormBase
Min. 15/32-inch Min. 1.5-inch Flexible FAST or Flexible FAST or
W-3 APR rated CDX None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT Is:lueT-PF\I/ixFFl;\éc or Sure- iﬁ:::islep pvC -67.5
plywood; 2 ft span SecurShield (RIBBON) (RIBBON)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 15/32-inch (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or
W-4 APR rated CDX None 1.5-inch InsulBase, | Flexible FAST DT | SECUROCK Gypsum-Fiber Roof Board, min. 0.5-inch | Flexible FAST DT iluerfPF\I/erFl:{\gC or Sure iﬁ?:ecs;islep pvC -67.5
plywood; 2 ft span SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON)
VSH, min. 1.5-inch SecurShield HD Composite or
min. 2-inch StormBase
Min. 7/16-inch APA Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC or Sure-
W-5 rated OSB; 2 ft None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT Flex PVC FRS HydroBond WB -45.0*
span SecurShield (RIBBON) (RIBBON)
Insulation: (Optional) Additional layer(s) base
insulation
. . . . N Coverboard: Min. 0.25-inch DensDeck Prime .
Min. 7/16-inch APA (Optional) Min. Flexible FAST or —_— ! Flexible FAST or
W-6 rated OSB; 2 ft None 1.5-inch InsulBase, | Flexible FAST DT . FA_ Glass Mat Roof Bo.ard or _SECUROCK Flexible FAST DT Sure-Flex PVC or Sure- HydroBond WB -45.0*
span SecurShield (RIBBON) Gypsum-Fiber Roof Board, min. 0.5-inch (RIBBON) Flex PVC FRS
SecurShield HD, SecurShield HD Plus or EcoStorm
VSH, min. 1.5-inch SecurShield HD Composite or
min. 2-inch StormBase
Min. 15/32-inch Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC or Sure-
W-7. APR rated CDX None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT Flex PVC FRS HydroBond WB -67.5
plywood; 2 ft span SecurShield (RIBBON) (RIBBON)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Vapor e e MDP
No. (Note 1) Barrier Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 15/32-inch (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or Sure-Flex PVC or Sure-
W-8. APR rated CDX None 1.5-inch InsulBase, | Flexible FAST DT | SECUROCK Gypsum-Fiber Roof Board, min. 0.5-inch | Flexible FAST DT Flex PVC ERS HydroBond WB -67.5
plywood; 2 ft span SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON)
VSH, min. 1.5-inch SecurShield HD Composite or
min. 2-inch StormBase
Min. 7/16-inch APA Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC, Sure-
W-9. rated OSB; 2 ft None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT Flex PVC FRS or Sure- Low VOC PVC BA -45.0*
span SecurShield (RIBBON) (RIBBON) Flex KEE HP
Insulation: (Optional) Additional layer(s) base
insulation
Coverboard: Min. 0.25-inch DensDeck Prime,
Min. 7/16-inch APA (Optional) Min. Flexible FAST or DEXcell FA Glass Mat Roof Board or SECUROCK Flexible FAST or Sure-Flex PVC, Sure-
W-10. rated OSB; 2 ft None 1.5-inch InsulBase, | Flexible FAST DT Gypsum-Fiber Roof Board, 0.4375-inch DEXcell Flexible FAST DT Flex PVC FRS or Sure- Low VOC PVC BA -45.0*
span SecurShield (RIBBON) Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON) Flex KEE HP
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch
SecurShield HD Composite or min. 2-inch
StormBase
Min. 15/32-inch Min. 1.5-inch Flexible FAST or Flexible FAST or Sure-Flex PVC, Sure-
W-11 APR rated CDX None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT Flex PVC FRS or Sure- Low VOC PVC BA -67.5
plywood; 2 ft span SecurShield (RIBBON) (RIBBON) Flex KEE HP
Insulation: (Optional) Additional layer(s) base
insulation
Min. 15/32-inch (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or Sure-Flex PVC, Sure-
W-12. | APRrated CDX None 1.5-inch InsulBase, | Flexible FAST DT | SECUROCK Gypsum-Fiber Roof Board, min. 0.5-inch | Flexible FAST DT Flex PVC FRS or Sure- Low VOC PVC BA -67.5
plywood; 2 ft span SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) Flex KEE HP
VSH, min. 1.5-inch SecurShield HD Composite or
min. 2-inch StormBase
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Sure-Flex PVC )
Min. 7/16-inch APA Min. 1.5-inch Flexible FAST or Flexible FAST or FleeceBACK, Sure-Flex E:EE:E:Z Eﬁg; g;_
W-13 rated OSB; 2 ft None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT PVC FRS FleeceBACK (FULL) or -45.0*
span SecurShield (RIBBON) (RIBBON) or Sure-Flex KEE HP HydroBond WB

FleeceBACK
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System T Vapor Base Insulation Lay);’:ach Top Insulation Layer(s) — Roof Cover (Note 15) i
No. (Note 1) Barrier Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Insulation: (Optional) Additional layer(s) base
insulation
Coverboard: Min. 0.25-inch DensDeck Prime, Sure-Flex PVC Flexible FAST or
Min. 7/16-inch APA (Optional) Min. Flexible FAST or DEXcell FA Glass Mat Roof Board or SECUROCK Flexible FAST or FleeceBACK, Sure-Flex Flexible FAST DT
W-14 rated OSB; 2 ft None 1.5-inch InsulBase, | Flexible FAST DT Gypsum-Fiber Roof Board, 0.4375-inch DEXcell Flexible FAST DT PVC FRS FleeceBACK (FULL) or -45.0*
span SecurShield (RIBBON) Cement Roof Board, min. 0.5-inch SecurShield HD, (RIBBON) or Sure-Flex KEE HP HydroBond WB
SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch FleeceBACK
SecurShield HD Composite or min. 2-inch
StormBase
Sure-Flex PVC .
Min. 15/32-inch Min. 1.5-inch Flexible FAST or Flexible FAST or | FleeceBACK, Sure-Flex E:Zz:z:: Eﬁ:l ng
W-15 APR rated CDX None InsulBase, Flexible FAST DT (Optional) Additional layer(s) base insulation Flexible FAST DT PVC FRS FleeceBACK (FULL) or -67.5
plywood; 2 ft span SecurShield (RIBBON) (RIBBON) or Sure-Flex KEE HP
HydroBond WB
FleeceBACK
Insulation: (Optional) Additional layer(s) base
insulation Sure-Flex PVC .
. . . . . N . . . Flexible FAST or
Min. 15/32-inch (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime or Flexible FAST or FleeceBACK, Sure-Flex Flexible FAST DT
W-16 APR rated CDX None 1.5-inch InsulBase, | Flexible FAST DT | SECUROCK Gypsum-Fiber Roof Board, min. 0.5-inch | Flexible FAST DT PVC FRS FleeceBACK (FULL) or -67.5
plywood; 2 ft span SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) or Sure-Flex KEE HP HydroBond WB
VSH, min. 1.5-inch SecurShield HD Composite or FleeceBACK
min. 2-inch StormBase
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck o - v Roof Cover MDP
No. (Note 1) GRS Attac 3¢ (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8)
BAREBACK APPLICATIONS:
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
CDX plywood or InsulBase, H-Shield, R . 1 per . . . . . or Flexible CAV-GRIP PVC Adhesive, HydroBond
O wood plank; 2-ft SecurShield or H- \g:el:i;mapt;;tne 2.7 ft? Additional layer(s), min. 1.5-inch base insulation FAST DT WB or Low VOC PVC BA or Sure-Flex 375
spans Shield CG g (RIBBON) KEE HP in Low VOC PVC BA
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
W-18 CDX plywood or InsulBase, H-Shield, with Insulation 1 per Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof or Flexible CAV-GRIP PVC Adhesive, HydroBond 375
" | wood plank; 2-ft SecurShield or H- Fastening Plate 2.7 ft? Board, 0.4375-inch DEXcell Cement Roof Board, min. 0.5- FAST DT WB or Low VOC PVC BA or Sure-Flex ’
spans Shield CG e inch SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) KEE HP in Low VOC PVC BA
VSH, min. 1.5-inch SecurShield HD Composite or min. 2-
inch StormBase
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
CDX plywood or InsulBase, H-Shield, R . 1 per . . . . . or Flexible CAV-GRIP PVC Adhesive, HydroBond
W=19- | \ood plank; 2-ft | SecurShield or H- ‘F"f_j":;:fn”'agl';’; 2.0f2 | Additional layer(s), min. 1.5-inch base insulation FAST DT WB or Low VOC PVC BA or Sure-Flex -60.0
spans Shield CG g (RIBBON) KEE HP in Low VOC PVC BA
Insulation: (Optional) Additional layer(s), min. 1.5-inch
Min. 19/32-inch Min. 2-inch Carlisle InsulFast base insulation Flexible FAST | Sure-Flex PVC or Sure-Flex PVC FRS in
w-20. | CPXplywoodor | InsulBase, H-Shield, | .. " . 1per | Coverboard: Min.0.25-inch DensDeck Prime or SECUROCK | or Flexible CAV-GRIP PVC Adhesive, HydroBond 60,0
wood plank; 2-ft SecurShield or H- Fastening Plate 2.0ft2 | Gypsum-Fiber Roof Board, min. 0.5-inch SecurShield HD, FAST DT WB or Low VOC PVC BA or Sure-Flex ’
spans Shield CG g SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch (RIBBON) KEE HP in Low VOC PVC BA
SecurShield HD Composite or min. 2-inch StormBase
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Flexible FAST | Sure-Flex PVC FleeceBACK, Sure-Flex
CDX plywood or InsulBase, H-Shield, R . 1 per . . . . X or Flexible PVC FRS FleeceBACK or Sure-Flex KEE
W=21. | \ood plank; 2-ft | SecurShield or H- ‘gzr;:;u'a;;;r; 2.7f2 | Additional layer(s), min. 1.5-inch base insulation FAST DT HP FleeceBACK / Flexible FAST or 375
spans Shield CG J (RIBBON) Flexible FAST DT (RIBBON, 12-inch o.c.)
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST | Sure-Flex PVC FleeceBACK, Sure-Flex
W-22 CDX plywood or InsulBase, H-Shield, with Insulation 1 per base insulation or Flexible PVC FRS FleeceBACK or Sure-Flex KEE 375
wood plank; 2-ft SecurShield or H- Fastening Plate 2.7 ft? Coverboard: Min. 0.25-inch DensDeck Prime or min. 1.5- FAST DT HP FleeceBACK / Flexible FAST or '
spans Shield CG 5 inch SecurShield HD Composite (RIBBON) Flexible FAST DT (RIBBON, 12-inch o.c.)
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

R _— Base Insulation Layer Top Insulation Layer(s) e R
ystem ec oof Cover
Fastener Attach Attach
No. (Note 1) (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8)
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST | Sure-Flex PVC FleeceBACK, Sure-Flex
W-23 CDX plywood or InsulBase, H-Shield, with Insulation 1 per base insulation or Flexible PVC FRS FleeceBACK or Sure-Flex KEE 60.0
wood plank; 2-ft SecurShield or H- Fastening Plate 2.0 ft? Coverboard: Min. 0.5-inch SecurShield HD or SecurShield FAST DT HP FleeceBACK / Flexible FAST or :
spans Shield CG & HD Plus (RIBBON) Flexible FAST DT (RIBBON, 6-inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . . . Sure-Flex PVC FleeceBACK, Sure-Flex
?:ADI; 1|9ij(;|(;1((::: II\:LTJ.Iéa_ISZChH-ShieId Carlisle InsulFast 1 per ELe:;:)I(?bTeAST PVC FRS FleeceBACK or Sure-Flex KEE
W-24. wooggllank' 2-ft SecurShie'Id or H- " | with Insulation ) 7pft2 Additional layer(s), min. 1.5-inch base insulation FAST DT HP FleeceBACK / Flexible FAST or -37.5
spans Shield CG Fastening Plate (RIBBON) Flexible FAST DT (FULL) or HydroBond
WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch
base insulation
) . ) . ) Sure-Flex PVC FI BACK, Sure-Fl
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST PbrceFRngleeceBe;-\ecclfor Sure}JF:Zx KeEXE
CDX plywood or InsulBase, H-Shield, ith lati 1 per Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof or Flexible | lexibl
W-25 d olank: 2-f hield ] with Insulation > ~ . : HP FleeceBACK / Flexible FAST or -37.5
wood plank; 2-ft SecurShield or H Fastening Plate 2.7 ft Board, 0.4375-inch DEXcell Cement Roof Board, min. 0.5 FAST DT Flexible FAST DT (FULL) or HydroBond
spans Shield CG inch SecurShield HD, SecurShield HD Plus or EcoStorm (RIBBON) WB
VSH, min. 1.5-inch SecurShield HD Composite or min. 2-
inch StormBase
. . . . . Sure-Flex PVC FleeceBACK, Sure-Flex
?:/IDI; ﬁgc\?j(;::ﬂ I'\r/:;:-léa_!:;hH-Shield Carlisle InsulFast 1 per ELe:;SLTbTeAST PVC FRS FleeceBACK or Sure-Flex KEE
W-26 woogglank- 2-ft Securshie'ld or H- " | with Insulation ) gftz Additional layer(s), min. 1.5-inch base insulation FAST DT HP FleeceBACK / Flexible FAST or -60.0
’ F ing PI ’ Flexible FAST DT (FULL HydroBond
spans Shield CG astening Plate (RIBBON) exible ( ) or HydroBon
WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch Sure-Flex PVC El BACK. Sure-Fl
Min. 19/32-inch Min. 2-inch Carlisle InsulFast base insulation Flexible FAST P:J/CeFRngleecij-\e(;?or Su,re-L::IZx KeEXE
CDX plywood or InsulBase, H-Shield, ith lati 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK | or Flexible | lexibl
W-27 o ; ) with Insulation PR ; . . HP FleeceBACK / Flexible FAST or -60.0
wood plank; 2-ft SecurShield or H Fastening Plate 2.0 ft Gypsum-Fiber Roof Board, min. 0.5-inch SecurShield HD, FAST DT Flexible FAST DT (FULL) or HydroBond
spans Shield CG g SecurShield HD Plus or EcoStorm VSH, min. 1.5-inch (RIBBON) WB Y
SecurShield HD Composite or min. 2-inch StormBase
SURE-FLEX FLEECEBACK RL™ APPLICATIONS:
Min. 19/32-inch Min. 2-inch Carlisle InsulFast Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST
W-28 CDX plywood or InsulBase, H-Shield, with Insulation 1 per base insulation or Flexible Sure-Flex EleeceBACK RL 375
wood plank; 2-ft SecurShield or H- Fa¥ening Plate 2.7ft2 | Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5- FAST DT ’
spans Shield CG 8 inch InsulBase RL (RIBBON)
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmMO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck o e v Roof Cover MDP
No. (Note 1) GRS ttac 3¢ (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8)
Min. 19/32-inch Min. 2-inch . Insulation: (Optional) Additional layer(s), min. 1.5-inch Flexible FAST
CDX plywood or InsulBase, H-Shield Carlisle InsulFast 1 per base insulation or Flexible
5 o ’ ith Insulati - -60.
R wood plank; 2-ft SecurShield or H- \Iggste:i;u apll;)tr; 2.0 ft? Coverboard: Min. 0.5-inch SecurShield HD RL or min. 1.5- FAST DT Sure-Flex FleeceBACK RL 60.0
spans Shield CG & inch InsulBase RL (RIBBON)

TABLE 1c: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck - R o MDP
No. Note 1. astenen ttac ac "
{Note 1) Type (Note 2, Note 11) | (Note17) Type (Notes 6,7,8) Base Ply Cap Ply {psf)
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), Flexible FAST SureMB 90TG Sure-Flex PVC FleeceBACK, Sure-Flex
W-30 CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per min. 1.5-inch base insulation or Flexible or 120TG / PVC FRS FleeceBACK or Sure-Flex KEE 375
: wood plank; 2-ft | SecurShield or H- Insulation 2.7 ft? Coverboard: Min. 0.5-inch DensDeck Prime FAST DT torch-applied HP FleeceBACK / Flexible FAST or :
spans Shield CG Fastening Plate or SECUROCK Gypsum-Fiber Roof Board (RIBBON) PP Flexible FAST DT (RIBBON, 12-inch o.c.)
Min. 19/32-inch Min. 2-inch Carlisle Insulation: (Optional) Additional layer(s), Flexible FAST SureMB 90TG Sure-Flex PVC FleeceBACK, Sure-Flex
W-31 CDX plywood or InsulBase, H-Shield, | InsulFast with 1 per min. 1.5-inch base insulation or Flexible or 120TG / PVC FRS FleeceBACK or Sure-Flex KEE -60.0
wood plank; 2-ft | SecurShield or H- Insulation 2.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime FAST DT torch-aplied HP FleeceBACK / Flexible FAST or '
spans Shield CG Fastening Plate or SECUROCK Gypsum-Fiber Roof Board (RIBBON) PP Flexible FAST DT (RIBBON, 6-inch o.c.)
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NEmoO | etc.e

TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System Base Insulation Layer Top Insulation Layer MDP
Deck (Note 1) ulatt Y Roof Cover (Note 15)
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) | AFach (psf)
Note 17)
BAREBACK APPLICATIONS:
Min. 19/32-inch CDX Carlisle | IFast with
in. 19/32-inc (Optional) One or more layers, | Min. 0.5-inch SecurShield HD, arliste Insuras .WI 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-32. plywood or wood plank; 2 - . R SecurFast Insulation 3 X -30.0
any combination, loose laid SecurShield HD Plus . 2.0 ft Adhesive
ft span Fastening Plate
Min. 2-inch InsulBase, H-Shield
Min. 19/32-inch CDX . ) ! . h
W-33 Ilr\:vogé?:)r :/r;chodC lank: (Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC 375
e planis any combination, loose laid SecurShield HD Composite or H- Insulation Fastening Plate 2.7 ft2 | Adhesive '
2-ft spans X .
Shield HD Composite
Min. 19/32-inch CDX
in. 19/32-inch C (Optional) One or more layers, | Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-34. plywood or wood plank; 2 . ; . R \ ) X -37.5
ft span any combination, loose laid SecurShield HD Plus Insulation Fastening Plate 2.0ft Adhesive
Min. 19/32-inch CDX (Optional) One or more layers, M.m' O.5-|nc.h DensDeck Prime or Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC «
W-35. plywood or wood plank; 2 . ; min. 0.375-inch DensDeck ProFast N X ) X -45.0
any combination, loose laid . Insulation Fastening Plate 4.0 ft Adhesive
ft span Prime
W36 'Vl"'\’,volgéizrwggg')l); 1. 5 | (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- | Carlisle InsulFast with 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC 450"
’ IE)than P ’ any combination, loose laid Fiber Roof Board or EcoStorm VSH Insulation Fastening Plate 4.0 ft2 | Adhesive '
Min. 19/32-inch CDX . Min. 0.5-inch DensDeFk Prime, ' '
(Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-37. plywood or wood plank; 2 L k X R X ) X -45.0
£t span any combination, loose laid Board or EcoStorm VSH or min. Insulation Fastening Plate 2.7 ft Adhesive
P 0.375-inch DensDeck ProFast Prime
¢ . ) 1 Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-38. Min. 23/32-inch plywood | (Optional) One or more layers | Min. 1.5-inch InsulBase, SecurShield | Note 2 perz ure .ex or sure-riex / -45.0*
2.0ft Adhesive
Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or
W-39. | Min. 23/32-inch plywood | SecurShield, HP-N, HP-W, min. 0.375-inch DensDeck ProFast | Note 2 1per | Sure-Flex PVC or Sure-Flex PVCFRS /CAV-GRIPPVC |-y o
. 2.0ft Adhesive
ENRGY 3 or ACFoam Il Prime
1 -Flex PV! -Flex PVC FRS / CAV-GRIP PV
W-40. Min. 23/32-inch plywood | (Optional) One or more layers | Min. 1-inch InsulBase, SecurShield Note 2 perz Sure .ex C or Sure-Flex PVC FRS / CAV-G ¢ -45.0*
1.6 ft Adhesive
Min. 2-inch InsulBase, H-Shield
in. 19/32-i D : o ’ ) .
W-a1 '\/Illr\:vo:f:)r w;};; I);nk' (Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC -60.0
’ Ply P ’ any combination, loose laid SecurShield HD Composite or H- Insulation Fastening Plate 2.0ft?> | Adhesive '
2-ft spans X .
Shield HD Composite
in. 19/32-i D ) in. 0.5-inch DensD ime, ) )
Min. 19/32-inch CDX (Optional) One or more layers, Min. 0.5-inch Dens e.Ck Prime Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-42. plywood or wood plank; 2 | , SECUROCK Gypsum-Fiber Roof R X ) X -60.0
any combination, loose laid Insulation Fastening Plate 2.0ft Adhesive
ft span Board or EcoStorm VSH
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-CRL-002.A.R29 for FL14165-R28 (NON-HVHZ)
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NEmoO | etc.e

TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer
System Deck (Note 1) Base Insulation Layer P L Roof Cover (Note 15) Lo l?
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) | AFach (psf)
Note 17)
Min. 19/32-inch CDX Min. 0.5-inch DensDeck Prime,
' (Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP PVC
W-43. plywood or wood plank; 2 -67.5
£ span ’ any combination, loose laid Board or EcoStorm VSH or min. Insulation Fastening Plate 1.8 ft* | Adhesive
P 0.375-inch DensDeck ProFast Prime
W-a4 “Tlr\:\.,j:éii—wgr;?):;nk (Optional) One or more layers, | Min. 0.5-inch SecurShield HD, g:ztsrfalszsll::j?ﬁ\g:h 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP -30.0
C|PY plani; any combination, loose laid SecurShield HD Plus ) 2.0ft> | in Low VOCPVCBA '
2-ft span Fastening Plate
Min. 19/32-inch CDX _ Min. 2-inch InsulBase, H-Shield, . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
(Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per .
W-45. plywood or wood plank; - . . . K X , | BAor HydroBond WB or Sure-Flex KEE HP in Low VOC -37.5
any combination, loose laid SecurShield HD Composite or H- Insulation Fastening Plate 2.7 ft
2-ft spans X . PVC BA
Shield HD Composite
Min. 19/32-inch CDX
W-46 Ilr\:vogé?:)r :/r;chodc lank: (Optional) One or more layers, | Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP 375
’ Fz).}lt span plani; any combination, loose laid SecurShield HD Plus Insulation Fastening Plate 2.0ft> | in Low VOCPVCBA '
Min. 1.5-inch InsulBase,
. ¢ . . 1 -Flex PV -Flex PVC FRS / A B 12
W-47. | Min. 23/32-inch plywood | SecurShield, HP-N, HP-W, Min. 0.5-inch HP Recovery Board | Note 2 per | Sure-Flex PVC or Sure-Flex PVC FRS / Aqua Base 120 | 5, o,
1.6 ft Water Based BA
ENRGY 3 or ACFoam Il
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch DensDeck Prime or Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-48. plywood or wood plank; P . y ” | min. 0.375-inch DensDeck ProFast R X P , | BAor HydroBond WB or Sure-Flex KEE HP in Low VOC -45.0*
any combination, loose laid R Insulation Fastening Plate 4.0 ft
2-ft span Prime PVC BA
Min. 19/32-inch CDX (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP
W-49, plywood or wood plank; -45.0*
2-ft span any combination, loose laid Fiber Roof Board or EcoStorm VSH Insulation Fastening Plate 4.0 ft> | in Low VOC PVC BA
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch DensDeck Prime or Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-50 plywood or wood plank; P . y ’ | min. 0.375-inch DensDeck ProFast R X P , | BAor HydroBond WB or Sure-Flex KEE HP in Low VOC -45.0
any combination, loose laid . Insulation Fastening Plate 2.7 ft
2-ft span Prime PVC BA
Min. 19/32-inch CDX (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP
W-51 plywood or wood plank; -45.0
2-ft span any combination, loose laid Fiber Roof Board or EcoStorm VSH Insulation Fastening Plate 2.7 ft2 | in Low VOC PVC BA
Min. 1.5-inch InsulBase, 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-52 Min. 23/32-inch plywood Optional) One or more layers | SecurShield, HP-N, HP-W, ENRGY 3 Note 2 P BA or HydroBond WB or Sure-Flex KEE HP in Low VOC -45.0%*
2.0 ft?
or ACFoam Il ’ PVC BA
Min. 1-inch InsulBase, 1 per
W-53 Min. 23/32-inch plywood | SecurShield, HP-N, HP-W, Min. 0.5-inch HP Recovery Board Note 2 5 Opft2 Sure-Flex PVC or Sure-Flex PVC FRS / Low VOC PVC BA -45.0*
ENRGY 3 or ACFoam Il ’
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NEmoO | etc.e

TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System Base Insulation Layer Top Insulation Layer MDP
Deck (Note 1 ulation Lay Roof C Note 15
No. (Hote 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) sl aaf Cover {Note 15} (psf)
Note 17)
Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-54. Min. 23/32-inch plywood | SecurShield, HP-N, HP-W, min. 0.375-inch DensDeck ProFast Note 2 ) Opftz BA or HydroBond WB or Sure-Flex KEE HP in Low VOC -45.0*
ENRGY 3 or ACFoam Il Prime ’ PVC BA
Min. 1.5-inch InsulBase, Min. 0.25-inch DensDeck Prime or
W-55. | Min. 23/32-inch plywood | SecurShield, HP-N, HP-W, min. 0.375-inch DensDeck ProFast | Note 2 11 prtrz 3::::';:;‘(;(:5‘: Sure-Flex PVCFRS /Aqua Base 120 | .
ENRGY 3 or ACFoam Il Prime ’
Min. 1-inch InsulBase. SecurShield 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-56 Min. 23/32-inch plywood | (Optional) One or more layers HP-N HP-W. ENRGY 3: or ACFoam ;I Note 2 1 GF:‘tZ BA or HydroBond WB or Sure-Flex KEE HP in Low VOC -45.0*
! ! ’ PVC BA
W-57 g/l/lsn,,')lcgéiz | (Cv(;rg(lﬁazl_ft (Optional) One or more layers, | Min. 0.4375-inch DEXcell Cement Carlisle InsulFast with 1 per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP 525
’ spans ply ! any combination, loose laid Roof Board Insulation Fastening Plate 1.8 ft> | in Low VOC PVC BA '
Min. 19/32-inch CDX . Min. Z-inch InsulBase, H-Shield, . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
(Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per .
W-58 plywood or wood plank; L k X X R X , | BAor HydroBond WB or Sure-Flex KEE HP in Low VOC -60.0
any combination, loose laid SecurShield HD Composite or H- Insulation Fastening Plate 2.0 ft
2-ft spans X X PVC BA
Shield HD Composite
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch DensDeck Prime or Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-59. | plywood or wood plank; ptional) &ne VErS: | min. 0.375-inch DensDeck ProFast . . PET | BA or HydroBond WB or Sure-Flex KEE HP in Low VOC | -60.0
any combination, loose laid R Insulation Fastening Plate 2.0ft
2-ft span Prime PVC BA
Min. 19/32-inch CDX
W-60 I”\:vo:é?;r :/C(C)odc lank: (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP -60.0
’ FZ)\f/t span P ’ any combination, loose laid Fiber Roof Board or EcoStorm VSH Insulation Fastening Plate 2.0ft> | inLow VOC PVC BA '
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch DensDeck Prime or Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC PVC
W-61. plywood or wood plank; P . y ’ | min. 0.375-inch DensDeck ProFast R X P , | BAor HydroBond WB or Sure-Flex KEE HP in Low VOC -67.5
any combination, loose laid R Insulation Fastening Plate 1.8ft
2-ft span Prime PVC BA
Min. 19/32-inch CDX
W-62 Ilr\:vooé or wccaod lank: (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE HP 675
’ g\f/t span P ’ any combination, loose laid Fiber Roof Board or EcoStorm VSH Insulation Fastening Plate 1.8 ft2 | in Low VOC PVC BA '
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
W-63. plywood or wood plank; anp combination. loose Iai\::I " | SecurShield HD Plus or EcoStorm SecurFast Insulation 5 Opft2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible -30.0
2-ft span v ! VSH Fastening Plate ’ FAST or Flexible FAST DT (FULL) or HydroBond WB
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NEmoO | etc.e

TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

System Base Insulation Layer Top Insulation Layer MDP
Deck (Note 1) ulatt Y Roof Cover (Note 15
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) | AFach Les (psf)
Note 17)
Min. 2-inch | 1B H-Shield
Min. 19/32-inch CDX , n. inch insuisase, Monield, . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
(Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per .
W-64. plywood or wood plank; any combination, loose laid SecurShield HD Composite or H Insulation Fastening Plate 2.7 ft? PESBACK or Sure-Flex KEE HP FleeceBACK / Flexible 375
2-ft spans v g ¢ mp J : FAST or Flexible FAST DT (FULL) or HydroBond WB
Shield HD Composite
Min. 19/32-inch CDX (Optional) One or more layers Min. 0.5-inch SecurShield HD, Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
W-65. plywood or wood plank; anp combination. loose Iaitj " | SecurShield HD Plus or EcoStorm Insulation Fastening Plate ) Opftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible -37.5
2-ft span v ' VSH J : FAST or Flexible FAST DT (FULL) or HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. . . . . . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible «
W-66. Min. 23/32-inch plywood | (Optional) One or more layers | Min. 1.5-inch InsulBase, SecurShield | Note 2 2.0ft2 | FAST (FULL), Flexible FAST DT (FULL) or HydroBond -45.0
WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. . . . . . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible «
W-67. Min. 23/32-inch plywood | (Optional) One or more layers | Min. 1-inch InsulBase, SecurShield Note 2 16 | FAST (FULL), Flexible FAST DT (FULL) or HydroBond -45.0
WB
Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or 1 per i::ereec_t::::CPIQ/ErFSl?:SS:fll?liiul-:i_lfllz:cPeVBcAzﬁs/ Flexible
-68. in. -i hield, HP-N, HP-W, in. 0.375-inch DensDeck F . -45.0*
W-68 Min. 23/32-inch plywood | SecurShield, B B ml'n 0.375-inch DensDeck ProFast Note 2 2.0ft2 | FAST (FULL), Flexible FAST DT (FULL) or HydroBond 45.0
ENRGY 3 or ACFoam Il Prime
WB
Min. 19/32-inch CDX _ Min. 0.5 inchQeiReck P br . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
(Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per . «
W-69. plywood or wood plank; any combination, loose laid Board or min. 0.375-inch DensDeck | Insulation Fastening Plate 4.0 ft? FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible -45.0
2-ft span 4 ! . W & ’ FAST or Flexible FAST DT (FULL) or HydroBond WB
ProFast Prime
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
i | | in 0.5-i ECUROCK - 1 ’
W-70. Min. 23/32-inch plywood gonpt;zr:b)“g:;sr |r:§5r: I:i\gers, ZILZ:)RSOCI):CQO;EU OCK Gypsum Note 2 3 Zp]ftrz FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible -45.0*
¥ ! ’ FAST or Flexible FAST DT (FULL) or HydroBond WB
Min. 0.5-inch DensDeck Pri
Min. 19/32-inch CDX _ NP> inch DensDeck Prime or . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
(Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per .
W-71. | plywood or wood plank; any combination, loose laid Board or min. 0.375-inch DensDeck | Insulation Fastening Plate | 2.7 ft? FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible | -45.0
2-ft span v ! T J ’ FAST or Flexible FAST DT (FULL) or HydroBond WB
ProFast Prime
Min. 19/32” (nominal . . . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
W-72. | 5/8”) CDX plywood; 2-ft gonptc'zr:t',)ir%:;zr I:g;: ::Lers’ :Iolzf gf:rzs"nd’ DEXcell Cement E:LIJIIS:;;:S:;Z:Eivr\:ltilate 11 Spfetrz FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible | -52.5
spans g ' & ' FAST or Flexible FAST DT (FULL)
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NEmoO | etc.

TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

®

Top Insulation Layer
System Deck (Note 1) Base Insulation Layer g b Roof Cover (Note 15 MDP
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) | AFach (psf)
Note 17)
. . Min. 2-inch InsulBase, H-Shield,
W-73 '\/Illr\:\./j:és:)zr—wzzgt)l);nk- (Optional) One or more layers, | SecurShield, H-Shield CG, Carlisle InsulFast with 1 per i:g:tgz:::CPIyErFSlE?:fIQ)Siiizul-:li—lfll::cz\gizﬁs/ Flexible 60.0
’ Pl P ’ any combination, loose laid SecurShield HD Composite or H- Insulation Fastening Plate 2.0 ft? . '
2-ft spans Shield HD Composite FAST or Flexible FAST DT (FULL) or HydroBond WB
Min. 0.5-inch DensDeck Prime or
Min. 19/32-inch CDX . . . A Sure-Flex PVC Fl BACK, Sure-Flex PVC FRS
W-74 I”\:vooé or wgod lank: (Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per F:Ltce::CK or Stejfz—eFIex KEEUISIE; FI::ceBACK / Flexible -60.0
’ Pl p ’ any combination, loose laid Board or min. 0.375-inch DensDeck | Insulation Fastening Plate 2.0 ft? . ’
2-ft span ProFast Prime FAST or Flexible FAST DT (FULL) or HydroBond WB
Min. 0.5-inch DensDeck Prime or
Min. 19/32-inch CDX . . . . -Flex PVC FI BACK, -Flex PVC FR
W-75 I”\:voc?f:)r wgodc lank: (Optional) One or more layers, | SECUROCK Gypsum-Fiber Roof Carlisle InsulFast with 1 per i:;fce;:CK cfr SifSFlefKEiul-:E FI::ceBiCKS/ Flexible 675
i Pl P ! any combination, loose laid Board or min. 0.375-inch DensDeck | Insulation Fastening Plate 1.8 ft? . ’
2-ft span ProFast Prime FAST or Flexible FAST DT (FULL) or HydroBond WB
Min. 19/32-inch CDX (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
W-76. plywood or wood plank at any combination. loose laid Fiber Roof Board Insulation Fastening Plate 2.0 ft2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / Flexible -75.0
max. 2-ft span v g J : FAST or Flexible FAST DT (FULL) or HydroBond WB

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer(s) Attachment MDP
( ) Roof Cover (Note 15B)

No. Deck (Note 1 (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)

RHINOBOND SYSTEMS:
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. r . 1 per 5.3 ft?
W-77. 'vlllr\:v;jf;—:’?ihan gipttlﬁincilrz;Zi?:;cr)nr:;?n?t\i/z;s’ PH3 with RhinoBond Plate-PVC or " P 4% 8 ft board welded with RhinoBond tool per manufacturer’s -22.5*
ply ! P v RhinoBond Treadsafe Plate-PVC (6 parts per 4 x & ft board) instructions
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Insulation Layer(s) Attachment MDP
Deck (Note 1 Roof Cover (Note 15B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
1 per 2.7 ft?
(12 parts per 4x8 ft board)
£ c = £
e T & W A
— m [i2] ~—
0SB, APA rated L ) )
sheathing, 24/16, (Optional) One or more layers, HP-X Fastener and RhinoBond ) Sure-Flex .PVC o.r Sure-Flex KEE HP induction , «
W-78. L . welded with RhinoBond tool per manufacturer’s -30.0
Exposure 1, PS2, any combination, loose laid Plate-PVC 'C . .
£ instructions
7/16 category &
=
£
®
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. r - 1 per 4.0 ft2
W-79. Nlhr‘:v:jf; Iflgcshan gipttlﬁincilrzi:i:z;nr:k;ien?tﬁ;s’ PH3 with RhinoBond Plate-PVC or 2x2 f‘: id pattern) welded with RhinoBond tool per manufacturer’s -30.0
Pl ! P v RhinoBond Treadsafe Plate-PVC X grid pattern instructions
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. -i i 1 per 4.0 ft2
W-80. NII”\:v;oSf;—:’:Zhan g?jpttlﬁ;lilzi’;i?i:ﬁg?ﬂfgg:’ PH3 with RhinoBond Plate-PVC or I%2 th) id patt welded with RhinoBond tool per manufacturer’s -37.5%
ply ! P v RhinoBond Treadsafe Plate-PVC (2x grid pattern) instructions
24-inch o.c. along wood supports, 24-inch o.c.
£ = c £ £
8T8 3 | = g
C;)deﬂc]?mpllant (Optional) One or more layers HP-X Fastener and RhinoBond Sure-Flex PVC or Sure-Flex KEE HP induction
W-81. sheathing over P . Vers: | plate-pvC through to engage wood welded with RhinoBond tool per manufacturer’s -37.5*
nominal No. 2 wood any combination, loose laid B - . .
supports; min. 2-inch embedment. instructions
trusses; 2 ft span
E
7
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer(s) Attachment MDP
Deck (Note 1 Roof Cover (Note 15B)
No. eck (Note 1) (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
1 per2.13 ft?
(15 parts per 4x8 ft board)
£ £ £ c £ £
e T e T @ o T e
OSB, APA rated -1 - - - -1 . )
sheathing, 24/16, (Optional) One or more layers, HP-X Fastener and RhinoBond sure-Flex .PVC o.r Sure-Flex KEE HP induction , «
W-82. L . welded with RhinoBond tool per manufacturer’s -45.0
Exposure 1, PS2, any combination, loose laid Plate-PVC . ’
instructions
7/16 category
5
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. -i i 1 5.3 ft2
W-83. l\/lllr‘:volzfg Ifrt]zhan gpttlﬁincilrzi:i?i;nr:k;ienftﬁ;s’ PH3 with RhinoBond Plate-PVC or (6 part per4 8 ft board) welded with RhinoBond tool per manufacturer’s -45.0*
Pl ! P v RhinoBond Treadsafe Plate-PVC parts pera x oar instructions
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. -i i 1 4.0 ft?
W-84. '\/Illr\:v;c?f; :’?Zhan g?jpttlﬁincilz;:i?i:ﬂ%?ﬂ?&g:’ PH3 with RhinoBond Plate-PVC or ». > fper id welded with RhinoBond tool per manufacturer’s -45.0*
ply ! P v RhinoBond Treadsafe Plate-PVC {Zx 2 ft grid pattern) instructions
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. -i i 1 2.7 ft?
W-85. N:”\:\/:jf; Ifrt]zhan gpttlﬁir::ilrzec::f);)zgnn:)kzien?tﬁ;s’ PH3 with RhinoBond Plate-PVC or 12 per4 8 ft board welded with RhinoBond tool per manufacturer’s -45.0
Pl ! P v RhinoBond Treadsafe Plate-PVC (12 parts per 4 x 8 ft board) instructions
Min. 15/32-inch (Optional) One or more layers HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
W-86. | V\.IOOd' 2-ft span anp thickness or combinat\i/on " | PH3 with RhinoBond Plate-PVC or Max. 6” o.c. in rows max. 60” o.c. welded with RhinoBond tool per manufacturer’s -60.0
ply ! P v RhinoBond Treadsafe Plate-PVC instructions
HP-X Fastener or Dekfast DF-#15- Sure-Flex PVC or Sure-Flex KEE HP induction
in. -i i 1 2.7 ft?
W-87. Nlhr\:v::f; If:zhan gcr:pttlﬁincilrzeos:e();)zgnn:)kzienl:t\iﬁ;s’ PH3 with RhinoBond Plate-PVC or 12 part per4 8 ft board welded with RhinoBond tool per manufacturer’s -67.5
Pl ! P v RhinoBond Treadsafe Plate-PVC (12 parts per 4 x oard) instructions
ISOWELD INDUCTION WELDING SYSTEM:
Min. 15/32-inch (Optional) One or more layers Dekfast DF-#15-PH3 with Carlisle 1 per 6 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-88. plywood or wood anp combination. loose Iai\::i ! isoweld PVC Plate or SFS isoweld 2% 3 ft arid patt welded with SFS isoweld 3000 tool per -22.5*%
plank v ! F1-P-6.8-PVC Plate (2x grid pattern) manufacturer’s instructions
Min. 15/32-inch (Optional) One or more layers Dekfast DF-#15-PH3 with Carlisle 1 per 4.0 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-89. plywood or wood anp combination. loose Iaitj ! isoweld PVC Plate or SFS isoweld 2x2 2 d " welded with SFS isoweld 3000 tool per -30.0
plank v \ F1-P-6.8-PVC Plate (2x grid pattern) manufacturer’s instructions
Min. 15/32-inch (Optional) One or more layers Dekfast DF-#15-PH3 with Carlisle 1 per 4.0 fe2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-90. plywood or wood anp combination. loose Iai\:j " | isoweld PVC Plate or SFS isoweld 2x2ft d ttern) welded with SFS isoweld 3000 tool per -37.5*
plank v ! F1-P-6.8-PVC Plate X 2Tt grid pattern manufacturer’s instructions
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NEmMO | etc.e

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Insulation Layer(s) Attachment MDP
No. D i (Note 13, Note 17) Fastener (Note 11) Density / Pattern Roof Cover (Note 158) (psf)
Min. 19/32-inch (Optional) O | Dekfast DF-#15-PH3 with Carlisle 1 per 6 fi2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-91. plywood or wood phiona . n.e or more ayers, isoweld PVC Plate or SFS isoweld P . welded with SFS isoweld 3000 tool per -45.0
plank any combination, loose laid F1-P-6.8-PVC Plate (2 x 3 ft grid pattern) manufacturer’s instructions
Min. 15/32-inch (Opti o | Dekfast DF-#15-PH3 with Carlisle 1 per 2.7 fi2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-92. plywood or wood ptiona ; n? ormore ayers, isoweld PVC Plate or SFS isoweld pers. welded with SFS isoweld 3000 tool per -45.0
plank any combination, loose laid F1-P-6.8-PVC Plate (12 parts per 4x3 ft board) manufacturer’s instructions
Min. 15/32-inch (Optional) O | Dekfast DF-#15-PH3 with Carlisle Sure-Flex PVC or Sure-Flex KEE HP induction
W-93 plywood or wood ptiona ; n.e ormore ayers, isoweld PVC Plate or SFS isoweld 6-inch o.c. in rows 60-inch o.c. welded with SFS isoweld 3000 tool per -60.0
any combination, loose laid , .
plank F1-P-6.8-PVC Plate manufacturer’s instructions
Min. 19/32-inch (Optional) One or more layer Dekfast DF-#15-PH3 with Carlisle 1 per 2.7 fi2 Sure-Flex PVC or Sure-Flex KEE HP induction
W-94. plywood or wood p . ,ye R isoweld PVC Plate or SFS isoweld PR~ welded with SFS isoweld 3000 tool per -67.5
plank any combination, loose laid F1-P-6.8-PVC Plate 2 PEPAYP Roard) manufacturer’s instructions

TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note 17) Roof Cover
System ———————— : - - MDP
Deck (Note 1) Fastener Fastener Spacing | Lap Width Lap Spacing Seam Weld
No. Type Attach Membrane : . . - (psf)
(Note 11) (inch o.c.) (inch) (inch o.c.) (inch)
Min. 19/32-inch CDX One or more lavers relim Sure-Flex PVC, Sure-Flex PVC HP-X Fastener
W-95 plywood or wood plank; 2 an combinatio\:l ! gttach FleeceBACK, Sure-Flex KEE HP or with Piranha 12 5.5 114.5 15 -30.0
ft span v Sure-Flex KEE HP FleeceBACK Plate
Min. 19/32-inch CDX One or more lavers relim Sure-Flex PVC, Sure-Flex PVC HP-X Fastener
W-96 plywood or wood plank; 2 an combinatio\; ! gttach FleeceBACK, Sure-Flex KEE HP or with Piranha 6 5.5 114.5 1.5 -45.0
ft span v Sure-Flex KEE HP FleeceBACK Plate
Min. 23/32-inch CDX One or more lavers relim Sure-Flex PVC, Sure-Flex PVC HP-X Fastener
W-97 plywood or wood plank; 2- an combinatio\:l ! gttach‘ FleeceBACK, Sure-Flex KEE HP or with Piranha 6 5.5 75.5 15 -52.5
ft span v Sure-Flex KEE HP FleeceBACK Plate
Min. 19/32-inch CDX One or more lavers relim Sure-Flex PVC, Sure-Flex PVC HP-X Fastener
W-98 plywood or wood plank; 2- an combinatio\; 4 gttach. FleeceBACK, Sure-Flex KEE HP or with Piranha 6 5.5 75.5 1.5 -60.0
ft span v Sure-Flex KEE HP FleeceBACK Plate
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NEmMO | etc.e

TABLE 16: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

Deck Roof Cover
System ec Air Barrier Insulation Underlayment MDfP
No. (Note 1) Type Attach (psf)
Min. 15/32-inch, All Jomts.and pen.etratlons ?Optlor}al) Any fire classified roof 12-inch W|de. strips of polypropYIe.ne, air Sure-Flex PVC VacuSeal Vent. |nsta||fed in
sealed with VapAir Seal 725TR insulation and/or coverboard permeable filter fabric, loose laid in a accordance with Carlisle
W-99. | TypeB-C . . . - . R . or Sure-Flex X X . -97.5
in accordance with Carlisle combination, any thickness, loose- crossing pattern, connecting the VacuSeal instructions, spaced maximum
plywood . . L KEE HP
requirements. laid with staggered joints Vents 50 ft o.c.
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-CRL-002.A.R29 for FL14165-R28 (NON-HVHZ)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Svstem Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
yNo Deck (Note 1) | Vapor Barrier T Attach T Attach Memb Applicati (psf)
) ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
BAREBACK APPLICATIONS:
(Optional) Additional layer(s) base
. . . . Flexible FAST or insulation, min. 0.25-inch DensDeck Prime .
Min. 22 ga., | (Optional) Min. 1.5-inch InsulBase, Flexible FAST DT or SECUROCK Gypsum-Fiber Roof Board, | /<¥1PI€ FASTOT | ¢ o Elex PVC or Sure-Flex | CAV-GRIP PVC
SC-1. type B, Grade | VapAir Seal MD, | SecurShield and/or ) ) R . R Flexible FAST DT ) -82.5
33 steel self-adherin securShield HD Composite (RIBBON, 6-inch o.c. | min. 0.5-inch SecurShield HD, SecurShield (RIBBON) PVC FRS Adhesive
J s @ every deck flange) | HD Plus or EcoStorm VSH or min. 2-inch
SecurShield HD Composite
Min. 22 ga Flexible FAST or
: " Min. 1.5-inch InsulBase, Flexible FAST DT Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
SC2. | typeB, Grade) None SecurShield (RIBBON, 6-inch o.c. | \°"® N/A PVC FRS Adhesive 1050
33 steel
@ every deck flange)
Flexible FAST or
Min. 22 ga., | (Optional) . . . . - Flexible FAST or
sC-3. type B, Grade | VapAir Seal MD, Min. 1.5. inch InsulBase, Flexible FAST DT .(Opt|0|j\al) Additional layer(s) base Flexible FAST DT Sure-Flex PVC or Sure-Flex HydroBond WB 675
. SecurShield (RIBBON, 6-inch o.c. | insulation PVC FRS
33 steel self-adhering (RIBBON)
@ every deck flange)
(Optional) Additional layer(s) base
Flexible FAST or insulation, min. 0.25-inch DensDeck Prime
Min. 22 ga., | (Optional) Min. 2-inch SecurShield . ! . Flexible FAST or
SC-4. type B, Grade | VapAir Seal MD, | and/or SecurShield HD Flexible FAS.T " or.SECUR.OCK GVPS””T Fiber Roof Boar'd, Flexible FAST DT sure-Flex PVC or Sure-Flex HydroBond WB -82.5
33 steel self-adherin Composite (RIBBON, 6-inch o.c. | min. 0.5-inch SecurShield HD, SecurShield (RIBBON) PVC FRS
g P @ every deck flange) | HD Plus or EcoStorm VSH or min. 2-inch
SecurShield HD Composite
Additional Insulation Layer(s): (Optional)
Flexible FAST Bt Min. 1.5-inch base insulation
Min. 22 ga., | (Optional) . . . Coverboard: Min. 0.25-inch DensDeck Flexible FAST or
.15 Flexible FAST DT =R . - -
SC-5. type B, Grade | VapAir Seal MD, Min. 1 5. inch InsulBase, yble S. Prime or SECUROCK Gypsum-Fiber Roof Flexible FAST DT sure-Flex PVC or Sure-Flex HydroBond WB -82.5
. SecurShield (RIBBON, 6-inch o.c. ; X i PVC FRS
33 steel self-adhering @ every deck flange) Board, min. 0.5-inch SecurShield HD, (RIBBON)
y SecurShield HD Plus or EcoStorm VSH or
min. 2-inch SecurShield HD Composite
Flexible FAST or
Min. 22 ga., | (Optional) . ) 1 ) Flexible FAST or
SC-6. | type B, Grade | VapAir Seal Mp, | (OPtional) Min. 1.5-inch Flexible FAST DT Min. 2-inch StormBase Flexible FAST pT| Sure FlexPVCorSureFlex |y pondwe | -82.5
. InsulBase, SecurShield (RIBBON, 6-inch o.c. PVC FRS
33 steel self-adhering (RIBBON)
@ every deck flange)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Svstem Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
yNo Deck (Note 1) [ Vapor Barrier T Attach T Attach Memb Applicati (psf)
) ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
(Optional) Additional layer(s) base
Flexible FAST or insulation, min. 0.25-inch DensDeck Prime
Min. 22 ga., | (Optional) Min. 1.5-inch InsulBase, . ! . Flexible FAST or
SC-7. | type B, Grade | VapAir Seal MD, | SecurShield and/or Flexible FAST DT or SECUROCK Gypsum-Fiber Roof Board, | oy pacr py| Sure-Flex PVC, Sure-FlexPVC) |\ ocpycpa| -82.5
33 steel self-adherin securshield HD Composite (RIBBON, 6-inch o.c. | min. 0.5-inch SecurShield HD, SecurShield (RIBBON) FRS or Sure-Flex KEE HP
8 P @ every deck flange) | HD Plus or EcoStorm VSH or min. 2-inch
SecurShield HD Composite
Flexible FAST or
Min. 22 ga., | (Optional) . ) ) ) Flexible FAST or
sC8. | type B, Grade | VapAir Seal Mp, | (OPtional) Min. 1.5-inch Flexible FAST DT Min. 2-inch StormBase Flexible FAST pr| SUre-FIex PVC, Sure-FlexPVC| |\ ocpycpa| -82.5
. InsulBase, SecurShield (RIBBON, 6-inch o.c. FRS or Sure-Flex KEE HP
33 steel self-adhering (RIBBON)
@ every deck flange)
. Flexible FAST or
Min. 22 ga., Min. 1.5-inch InsulBase Flexible FAST DT Sure-Flex PVC, Sure-Flex PVC
SC:9. | type B, Grade | None SecurShield (RIBBON, 6-inch o.c. | NOM N/A FRS or Sure-Flex KEE HP Low VOC PVCBA | -105.0
33 steel
@ every deck flange)
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
. (Optional) Additional layer(s) base
Min. 22 ga., | (Optional) Min. 1.5-inch InsulBase, E:Zz:z:: Eﬁg ([J):' insulation, min. 0.25-inch DensDeck Prime | Flexible FAST or :E::_E::z gxg iIReSeceBACK, Flexible FAST or
SC-10. | type B, Grade | VapAir Seal MD, | SecurShield and/or . or SECUROCK Gypsum-Fiber Roof Board or | Flexible FAST DT Flexible FAST DT | -82.5
. . . (RIBBON, 6-inch o.c. \ R . R FleeceBACK or Sure-Flex KEE
33 steel self-adhering SecurShield HD Composite @ every deck flange) min. 0.5-inch SecurShield HD, SecurShield | (RIBBON) HP FleeceBACK (FULL)
¥ g HD Plus or EcoStorm VSH
Min. 22 ga., | (Optional) (Optional) Min. 1.5-inch E:::E:: iig ng Flexible FAST or :E::::i Ezg ?;seceBACK' Flexible FAST or
SC-11. | type B, Grade | VapAir Seal MD, P T . Min. 2-inch StormBase Flexible FAST DT Flexible FASTDT | -82.5
33 steel self-adherin InsulBase, SecurShield (RIBBON, 6-inch o.c. (RIBBON) FleeceBACK or Sure-Flex KEE (FULL)
J @ every deck flange) HP FleeceBACK
Flexible FAST or Sure-Flex PVC FleeceBACK
Min. 22 ga. . . ) | Flexible FAST or
! Min. 1.5-inch InsulBase, Flexible FAST DT Sure-Flex PVC FRS .
SC-12. tsyspsetzélGrade None SecurShield (RIBBON, 6-inch o.c. None N/A FleeceBACK or Sure-Flex KEE (FIIZTJXIIE)Ie FASTDT | -105.0
@ every deck flange) HP FleeceBACK
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Min. 22 ga., | (Optional) E:Ez:z:z Eigi g:_
SC-13. | type B, Grade | VapAir Seal MD, | Min. 1.5-inch InsulBase RL (RIBBON, 6-inch o.c None N/A Sure-Flex FleeceBACK RL -82.5
33 steel self-adhering @ every deck flange)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Svstem Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) o
yNo Deck (Note 1) | Vapor Barrier T Attach T Attach Memb Applicati (psf)
' ype (Notes 6,7,8) ype (Notes 6,7,8) embrane pplication
i Insulation: (Optional) Additional layer(s
Min. 22 ga., | (Optional) Min. 1.5-inch InsulBase E:Zi:z:: E//E ng base insulaiiorr: ! vert RN RS or
SC-14. | type B, Grade | VapAir Sea.ll MD, securShield (RIBBON, 6-inch o.c. | Coverboard: Min. 0.5-inch SecurShield HD Flexible FAST DT| Sure-Flex FleeceBACK RL -82.5
33 steel self-adhering 7 (RIBBON)
@ every deck flange) | RL or min. 1.5-inch InsulBase RL
Min. 22 ga., Min. 1.5-inch InsulBase E:Zi:g:: Eﬁg ng Figyible FAST or
SC-15. | type B, Grade | None o ! : Min. 0.5-inch SecurShield HD RL Flexible FAST DT| Sure-Flex FleeceBACK RL -105.0
SecurShield (RIBBON, 6-inch o.c.
33 steel (FULL)
@ every deck flange)

TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

E. Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) S Fastener Attach S Attach Roof Cover (Note 15) (psf)
: P (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
BAREBACK APPLICATIONS:
Min. 22 ga., type B, Grade . . Flexible FAST or
Min. 1.5-inch 1 . . . . . -Flex PV -Flex PVC FR! AV-GRIP
SC-16. | 33 steel or min. 2,500 psi In;:IBaiemgecurShiel 4 | Note2 3 Zpitrz Min. 1-inch base insulation Flexible FAST DT IS)‘\‘/rce N di’;sivg or Sure-Flex PVC FRS / CAV-G -45.0%
structural concrete ! i (RIBBON)
Min. 22 ga., type B, Grade . . Flexible FAST or
SC-17. | 33 steel or min. 2,500 psi x‘:urzs;:;z InsulBase, Note 2 41(?:2 Min. 1-inch base insulation Flexible FAST DT ISDU?AF(;?\Xe;\\i or Sure-Flex PVC FRS / CAV-GRIP -45.0*
structural concrete ’ (RIBBON)
Min. 22 ga.. tvoe B. Grade Insulation: (Optional) Additional layer(s), Flexible FAST or
in. . . . R . X1
sc-18 33 steelir ;nz\p ) 5’00 i Min. 1.5-inch Note 2 1 per | base insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP _45.0*
’ T P InsulBase, SecurShield 3.2 ft? | Coverboard: Min. 0.25-inch DensDeck PVC Adhesive ’
structural concrete —_— (RIBBON)
Prime
. Insulation: (Optional) Additional layer(s), .
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, 1 per | base insulation Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP «
SC-19. 33 steel or min. 2,500 psi . Note 2 ) . . Flexible FAST DT . -45.0
SecurShield 4.0 ft* | Coverboard: Min. 0.25-inch DensDeck PVC Adhesive
structural concrete —_— (RIBBON)
Prime
. Insulation: (Optional) Additional layer(s), .
Min. 22 ga., t B, Grad . . Flexible FAST
0. | 33 mmal o YO oot | Min. 15-inch Rote 2 1per | base insulation Fliblo FAST O | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP | .
: t P InsulBase, SecurShield 2.7 ft2 | Coverboard: Min. 0.25-inch DEXcell FA PVC Adhesive ’
structural concrete —_— (RIBBON)
Glass Mat Roof Board
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NEmoO | etc.e

TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) S Fastener Attach - Attach Roof Cover (Note 15) (psf)
) yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck .
SC-21. | 33 steel or min. 2,500 psi followed by min. 2-inch| Note 2 ;g?trz Min. 2-inch Insulfoam HD Composite {;T;gjcl)eNF/_f\;s;ch oc) ib‘s:(ﬁ;:xg or Sure-Flex PVC FRS / CAV-GRIP -45.0*
structural concrete Insulfoam VIl ’ { ) J
) Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) 3
Min. 22 ga. B - . FI le FAST
522 33";teeliar ,mti\:]pez S,OGOra(Siie Min. 1.5-inch with Insulation 1 per | base insulation FI:i::I: FA?T CI;EI' Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 45.0
’ | T P InsulBase, SecurShield | Fastening Plate 2.0ft? | Coverboard: Min. 1-inch InsulBase, RIBBON (min. 60-mil) / CAV-GRIP PVC Adhesive ’
structural concrete Concrete: Note 2 7Secur5hield ( )
. Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s), .
5c23 ?':/gr;tj; i?'"n:?;p;Bs’O%ragie Min. 2-inch InsulBase, | with Insulation 1 per | base insulation i:zz:z:: Eﬁi gtr Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 525
: tructural ’ t’ P SecurShield Fastening Plate 2.0 ft? | Coverboard: Min. 0.5-inch InsulBase, RIBBON. 6-inch (min. 60-mil) / CAV-GRIP PVC Adhesive '
structural concrete Concrete: Note 2 securshield ( , 6-inch o.c.)
Insulation: (Optional) Additional layer(s)
. Steel: Carlisle InsulFast base insulation .
s ?l\’/:r;tjezl ii.,ﬁ;&;pezBs,O(;rgtsiie Min. 1.5-inch with Insulation 1per | Coverboard: Min. 0.5-inch DensDeck E:Zz:i:: EQZI ng Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS -60.0
) structural conc;eée InsulBase, SecurShield | Fastening Plate 2.0 ft> | Prime, SECUROCK Gypsum-Fiber Roof (RIBBON) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
L Carle | Insulation: (Optional) Additional layer(s),
. Steel: Carlisle InsulFast . . .
. . b lat
Min. 22 ga., type B, Grade |\ 5 i b insulBase, | with Insulation Lper | aseinsuiation . | Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-25. | 33 steel or min. 2,500 psi securShield Fastening Plate 1.8 f2 Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT PVC Adhesive -60.0
structural concrete Concrete: Note 2 \ HD, SecurShield HD Plus or EcoStorm (RIBBON, 6-inch o.c.)
VSH
Insulation: (Optional) Additional layer(s),
. Steel: Carlisle InsulFast base insulation )
SC26 g’gr;tj; i?'.'n;?;pezBs’o(f)ragf Min. 2-inch InsulBase, | with Insulation 1 per | Coverboard: Min. 0.5-inch DensDeck E:zi:z:z Eﬁi g;_ Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 675
’ structural conc.retle P SecurShield Fastening Plate 1.6 ft> | Prime, SECUROCK Gypsum-Fiber Roof (RIBBON, 6-inch o.c.) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
Concrete: Note 2 Board, SecurShield HD, SecurShield HD ’ -
Plus or EcoStorm VSH
Min. 22 ga., type B, Grade Flexible FAST or
1 -Flex PV -Flex PVC FR! AV-GRIP
SC-27. | 33 steel or min. 2,500 psi | Min. 1.5-inch InsulBase|Note 2 1 g?trz Min. 1-inch base insulation Flexible FAST DT Ii;r(?Ad‘:;sivg or Sure-Flex PVC FRS / CAV-G -67.5
structural concrete ’ (RIBBON, 6-inch o.c.)
. Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s), .
.22 ga. B . . . . . .
sc-8 g/lsl:teeliar ’n:i\:]pi S’O%ra(:f Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation IE:::E:Z Eﬁg ng Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 75.0
’ o P SecurShield Fastening Plate 1.6 ft> | Coverboard: Min. 1-inch InsulBase, : (min. 60-mil) / CAV-GRIP PVC Adhesive ’
structural concrete Concrete: Note 2 7Secur5hield (RIBBON, 6-inch o.c.)
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NEmoO | etc.e

TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) S Fastener Attach - Attach Roof Cover (Note 15) (psf)
) yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
stoel: Carlisle InsulFast Insulation: (Optional) Additional layer(s),
. eel: Carlisie InsulFas’ . . o
. . base insulation
Min. 22 ga., type B, Grade |\ ) ¢ i op with Insulation 1 per _ _ IR i\ W V' Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-29. | 33 steel or min. 2,500 psi . ] » | Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT . -82.5
InsulBase, SecurShield | Fastening Plate 1.3 ft . . PVC Adhesive
structural concrete Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm (RIBBON, 4-inch o.c.)
VSH
) Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) .
$C-30 ?':/gr;tj; i?-.'n:?;pezBéo(f)ragie Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation E:Zz:z:: Eﬁzl gtr Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 825
’ tructural ’ t’ P SecurShield Fastening Plate 1.0 ft? | Coverboard: Min. 1-inch InsulBase, FULL (min. 60-mil) / CAV-GRIP PVC Adhesive ’
structural concrete Concrete: Note 2 securshield ( )
Insulation: (Optional) Additional layer(s)
. Steel: Carlisle InsulFast base insulation .
sca1 ;/gr;tezjl i?"n:i‘;pezBs’O%rZ‘:ie Min. 2-inch InsulBase, | with Insulation 1per | Coverboard: Min. 0.5-inch DensDeck i::i:ﬁ:: Eﬁ? ng Sure-Flex PVC (min. 60-mil) or Sure-Flex PVCFRS | o
’ structural conc;'et’e SecurShield Fastening Plate 1.0 ft? | Prime, SECUROCK Gypsum-Fiber Roof (FULL) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
steel: Carlsle InsulFast Insulation: (Optional) Additional layer(s)
Min. 22 ga. B sLart Y base insulati Flexible FAST
n ga. type ! Grad.e Min. 2-inch InsulBase, | with Insulation 1 per WK |on. . . ex!b eFAST or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-32. | 80 steel or min. 2,500 psi . ] , | Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT . -90.0
SecurShield Fastening Plate 13f2 | = ; PVC Adhesive
structural concrete Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm (RIBBON, 4-inch o.c.)
VSH
Insulation: (Optional) Additional layer(s),
i Steel: Carlisle InsulFast base insulation )
sc-33 gﬂc;r;t:ezl i?'.'n;?:\peZBS’O%r;(:f Min. 2-inch InsulBase, | with Insulation 1 per | Coverboard: Min. 0.5-inch DensDeck E:zi:z:z Eﬁi g;_ Sure-Flex PVC (min. 60-mil) or Sure-Flex PVC FRS 1125
’ structural conc.retle SecurShield Fastening Plate 1.0ft* | Prime, SECUROCK Gypsum-Fiber Roof (FULL) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
Concrete: Note 2 Board, SecurShield HD, SecurShield HD
Plus or EcoStorm VSH
) Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) )
. :;/(')'r;'t:; i‘:"n:i‘;pezBs’oGOra‘:ie Min. 2-inch InsulBase, | with Insulation 1 per | base insulation E:Zi:z:s Eﬁ? ng Sure-Flex PVC (min. 60-mil) or Sure-Flex PVCFRS | ..
’ structural conc.retle P SecurShield Fastening Plate 1.0 ft? | Coverboard: Min. 1-inch InsulBase, (FULL) (min. 60-mil) / CAV-GRIP PVC Adhesive ’
Concrete: Note 2 SecurShield
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-35. | 33 steel or min. 2,500 psi followed by min. 2-inch| Note 2 p , | Min. 1.5-inch InsulLam (OSB) . PVC BA or HydroBond WB or Sure-Flex KEE HP in | -37.5%
2.7 ft (RIBBON, 6-inch o.c.)
structural concrete Insulfoam VIl Low VOC PVC BA
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) & Fastener Attach . Attach Roof Cover (Note 15) (psf)
) ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-36. | 33 steel or min. 2,500 psi Insu.IBaluse SecurShield Note 2 3 prtz Min. 1-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete ! ’ (RIBBON) Low VOC PVC BA
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-37. | 33 steel or min. 2,500 psi Sea;rshield " | Note 2 " (?ftz Min. 1-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete ’ (RIBBON) Low VOC PVC BA
Insulation: (Optional) Additional layer(s
Min. 22 ga, type B, Grade |\ . L oer maiio’; fonal) Additi Yer(s) tiexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-38. | 33 steel or min. 2,500 psi Insu.IBe.ase Securshield Note 2 3 2pft2 C board: Min. 0.25-inch DensDeck Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete ! ’ P;\rl:eﬂl in. .25 VRpsPee (RIBBON) Low VOC PVC BA
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per %aiioﬂ fonal) itional fayer(s) Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-39. 33 steel or min. 2,500 psi SecullrShieId " | Note 2 4 (‘))ftl c board: Min. 0.25-inch DensDeck Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete ’ Pro'\r:eﬂ. TG Pensbec (RIBBON) Low VOC PVC BA
|
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade | \\. . .. Loer maiio’; fonal) Additi Verls) frexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-40. | 33 steel or min. 2,500 psi . . Note 2 P K . . Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
InsulBase, SecurShield 2.7 ft> | Coverboard: Min. 0.25-inch DEXcell FA
structural concrete - % (RIBBON) Low VOC PVC BA
Glass Mat Roof Board
. Insulation: (Optional) Additional layer(s), .
sca1 g’g:tj; iz:';]:i‘;pezBs’OGOra‘:ie Min. 1.5-inch Note 2 1 per | base insulation E:Zi:z:s E’::i ng Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE| . .
' structural conc;’etle p InsulBase, SecurShield 2.7 ft2 | Coverboard: Min. 0.4375-inch DEXcell (RIBBON) HP in Low VOC PVC BA :
Cement Roof Board
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-42. | 33 steel or min. 2,500 psi followed by min. 2-inch| Note 2 ) (?ftz Min. 2-inch Insulfoam HD Composite (RIBBON, 6-inch o.c.) PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete Insulfoam VI ’ ! | Low VOC PVC BA
Min. 22 ga.. tvpe B. Grade Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s), Flexible FAST or Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
sc.43 33 s.teelir.'mi»:) 5 5’00 i Min. 1.5-inch with Insulation 1 per | base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 450
: tructural ) tl p InsulBase, SecurShield | Fastening Plate 2.0 ft> | Coverboard: Min. 1-inch InsulBase, RIBBON Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
structural concrete Concrete: Note 2 cecurShield ( ) BA
Min. 22 ga., type B, Grade Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
sc-a4 13 s;ceel or.;'nin N 5’00 .i Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 525
’ | o P SecurShield Fastening Plate 2.0 ft* | Coverboard: Min. 0.5-inch InsulBase, ON. 6-inch Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC '
structural concrete Concrete: Note 2 7Securshield (RIBBON, 6-inch o.c.) BA
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo. Deck (Note 1) Type Fastener Attach Type Attach Roof Cover (Note 15) e
(Note 2, Note 11) (Note 17) (Notes 6,7,8)
Insulation: (Optional) Additional layer(s),
: Steel: Carlisle InsulFast base insulation / Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
scas, 3'\)/'3'2;; iz:';nmp_‘;%o%r;‘:f Min. 15-inch | with Insulation 1per | Coverboard: Min. 0.5-inch DensDeck i::i:';:z Eﬁg ng mil) in Low VOC PVC BA or HydroBond WB or €00
structural concrete InsulBase, SecurShield | Fastening Plate 2.0 ft* | Prime, SECUROCK Gypsum-Fiber Roof (RIBBON) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC
Concrete: Note 2 Board, SecurShield HD, SecurShield HD BA
Plus or EcoStorm VSH
) Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) .
sca6. ?':/:r;tj; if:"mti‘:fezzoirg‘:ie Min. L5-inch | with Insulation 1per | base insulation i:zz:'g:: Eﬁg; ng Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- | . o
structural concrete InsulBase, SecurShield | Fastening Plate 2.0 ft* | Coverboard: Min. 0.4375-inch DEXcell (RIBBON) mil) in Low VOC PVC BA
Concrete: Note 2 Cement Roof Board
stoel: Carlisle InsulFast Insulation: (Optional) Additional layer(s)
. eel: Carlisle InsulFas . . .
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, | with Insulation 1 per base |nsu|at|on. . . Flex!ble FAST or Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
SC-47. | 33 steel or min. 2,500 psi SecurShield Fastening Plate 18 f2 Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT HP in Low VOC PVC BA -60.0
structural concrete Concrete: Note 2 ’ HD, SecurShield HD Plus or EcoStorm (RIBBON, 6-inch o.c.)
VSH
Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade ' . St.eel: Carlisl.e InsulFast base insulation. . Flexible FAST or Su.re.—FIex PVC (min. 60-mil) or FRS PVC (min. 60-
sc.8. 33 steel or min. 2,500 psi Min. 2—|r.1ch InsulBase, | with |n‘Su|atI0n 1 per Co.verw: Min. 0.5-inch D(?nsDeck Flexible FAST DT mil) in Low VOC PVC. BA or H.yd.roBond WB or 675
structural concrete SecurShield Fastening Plate 1.6 ft* | Prime, SECUROCK Gypsum-Fiber Roof (RIBBON, 6-inch o.c.) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC
Concrete: Note 2 Board, SecurShield HD, SecurShield HD ¢ BA
Plus or EcoStorm VSH
) Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) )
scao. g’g:tj; i?'.,n:i»:fez,BS’O(f)r;(:ie Min. 2-inch InsulBase, | with Insulation 1 per | base insulation E:Zi:z:s Eﬁ? ng Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- |
structural concrete SecurShield Fastening Plate 1.6 ft? | Coverboard: Min. 0.4375-inch DEXcell (RIBBON, 6-inch o.c.) mil) in Low VOC PVC BA
Concrete: Note 2 Cement Roof Board !
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-50. | 33 steel or min. 2,500 psi Insu.IBa;se SecurShield Note 2 1.6 f2 Min. 1-inch base insulation Flexible FAST DT PVC BA or HydroBond WB or Sure-Flex KEE HP in -67.5
structural concrete ! ’ (RIBBON, 6-inch o.c.)| Low VOC PVC BA
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per FAST DT (RIBBON, 6-| Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-51. | 33 steel or min. 2,500 psi followed by min. 3.0- | Note 2 2.0 ft2 Min. 1.5-inch InsulLam (OSB) inch PVC BA or HydroBond WB or Sure-Flex KEE HP in -67.5
structural concrete inch Insulfoam VI ’ o.c.) Low VOC PVC BA
Min. 22 ga, type B, Grade ‘ ' St_eel: Carlisl_e InsulFast Insul::'\tion: (pptional) Additional layer(s), Flexible FAST or Su.re.-FIex PVC (min. 60-mil) or FRS PVC (min. 60-
SC-52. | 33 steel or min. 2,500 psi Min. 2-inch InsulBase, | with In_sulatlon 1 per | base insulation Flexible FAST DT mil) in Low VOC PVC. BA or HydroBond WB or 75.0
! SecurShield Fastening Plate 1.6 ft? | Coverboard: Min. 1-inch InsulBase, R Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC
structural concrete Concrete: Note 2 7Secur5hield (RIBBON, 6-inch o.c.) BA
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) S Fastener Attach - Attach Roof Cover (Note 15) (psf)
) yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
Insulation: (Optional) Additional layer(s),
. Steel: Carlisle InsulFast . . .
Min. 22 ga., t B, Grad base insulation Flexible FAST
IN- 22 g3, ype B, Bracde |\ v 1 5.inch with Insulation 1 per _ _ _ i e b Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
SC-53. | 33 steel or min. 2,500 psi . ] » | Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT - -82.5
InsulBase, SecurShield | Fastening Plate 1.3 ft . . HP in Low VOC PVC BA
structural concrete Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm (RIBBON, 4-inch o.c.)
VSH
Min. 22 ga., type B, Grade o Steel: Carlisle InsulFast Insulation: (thional) Additional layer(s) Flexible FAST or Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
sC.54 33 steel or min. 2.500 psi Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 825
: | T p SecurShield Fastening Plate 1.0 ft? | Coverboard: Min. 1-inch InsulBase, FULL Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
structural concrete Concrete: Note 2 securshield ( ) BA
Insulation: (Optional) Additional layer(s)
. Carli base insulati - in. 60-mi in. 60-
Min. 22 ga., type B, Grade ) . Stfeel. Carl|s!e InsulFast ase insula |0n. . Flexible FAST or Su.re‘ Flex PVC (min. 60-mil) or FRS PVC (min. 60
SC.55 33 steel or min. 2.500 psi Min. 2-inch InsulBase, | with Insulation 1 per | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 825
: structural conc;'et’e P SecurShield Fastening Plate 1.0 ft> | Prime, SECUROCK Gypsum-Fiber Roof (FULL) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC ’
Concrete: Note 2 Board, SecurShield HD, SecurShield HD BA
Plus or EcoStorm VSH
; Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) .
SC-56 gﬂs,lr;t:; iar"rr:i\:mpezBS’OGOra(sjie Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation E::i:g:i Eﬁg ng Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60- 825
’ structural conc.ret’e P SecurShield Fastening Plate 1.0ft> | Coverboard: Min. 0.4375-inch DEXcell (FULL) mil) in Low VOC PVC BA '
Concrete: Note 2 Cement Roof Board
Insulation: (Optional) Additional layer(s),
. Steel: Carlisle InsulFast . . .
. . b lat
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, | with Insulation 1 per ase insufa |on. . . Flex!ble FAST or Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
SC-57. | 80 steel or min. 2,500 psi . ] , | Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT . -90.0
| SecurShield Fastening Plate 13f2 | = inch HP in Low VOC PVC BA
structural concrete Concrete: Note 2 HD, SecurShield HD Plus or EcoStorm (RIBBON, 4-inch o.c.)
VSH
Insulation: (Optional) Additional layer(s),
: Steel: Carlisle InsulFast base insulation . Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
ccss g/(')':t:; ii.'n:i\:]pezleo%ragie Min. 2-inch InsulBase, | with Insulation 1per | Coverboard: Min. 0.5-inch DensDeck E::i:g:g E’:I ng mil) in Low VOC PVC BA or HydroBond WB or 1125
’ structural conc;'et’e P SecurShield Fastening Plate 1.0 ft*> | Prime, SECUROCK Gypsum-Fiber Roof (FULL) Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC '
Concrete: Note 2 Board, SecurShield HD, SecurShield HD BA
Plus or EcoStorm VSH
. Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s), .
.22 ga. B . . . . . . .
Min ga. type ! Gradfe Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation Flex!ble FAST or Sure-Flex PVC (min. 60-mil) or FRS PVC (min. 60-
SC-59. | 80 steel or min. 2,500 psi . ) N . . Flexible FAST DT . -112.5
structural concrete SecurShield Fastening Plate 1.0 ft> | Coverboard: Min. 0.4375-inch DEXcell (FULL) mil) in Low VOC PVC BA
Concrete: Note 2 Cement Roof Board

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
Sure-Flex Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-CRL-002.A.R29 for FL14165-R28 (NON-HVHZ)
Revision 29: 09/23/2026
Appendix 1, Page 32 of 116




TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) Type Fastener Attach Type Attach Roof Cover (Note 15) (psf)
) (Note 2, Note 11) (Note 17) (Notes 6,7,8)
 Carli Insulation: (Optional) Additional layer(s - i -mi i -
Min. 22 ga., type B, Grade R . St,EEI' Carl's!e InsulFast S (. P ) ver(s) Flexible FAST or Su.re. Flex PVC (min. 60-mil) or FRS PVC (min. 60
SC-60 30 steel or min. 2.500 psi Min. 2-inch InsulBase, | with Insulation 1 per | base insulation Flexible FAST DT mil) in Low VOC PVC BA or HydroBond WB or 135.0
’ tructural ) t' P SecurShield Fastening Plate 1.0 ft*> | Coverboard: Min. 1-inch InsulBase, FULL Sure-Flex KEE HP (min. 60-mil) in Low VOC PVC '
structural concrete Concrete: Note 2 securShield ( ) BA
in. 1.5-i Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch . . (. P ) yer(s)
SC61. | 33 steel or min. 2.500 psi | MSuIBase, Securshield, |\ Lper | baseinsulation o Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE| o .
’ T P HP-N, HP-W, ENRGY 3 2.0 ft? | Coverboard: Min. 0.5-inch HP Recovery HP / Low VOC PVC BA ’
structural concrete
or ACFoam I Board
Min. 1.5-inch Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade In;:IBaiem;ecurShieId 1 per maiioi ! ) ” ver(s) Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-62. | 33 steel or min. 2,500 psi ! | Note 2 OB500 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
! psl HP-N, HP-W, ENRGY 3 2.0 ft? | Coverboard: Min. 0.25-inch DensDeck y ! X I
structural concrete —_— Low VOC PVC BA
or ACFoam Il Prime
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
One or more layers - S .
Insulation: (Opt 1) Additi Il - -
Min. 22 ga., type B, Grade | Min. 1.5-inch nsu e.x ion (_ ptional) itional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
B ) . 1 per | base insulation . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-63. | 33 steel or min. 2,500 psi InsulBase, SecurShield, | Note 2 20f2 | ¢ board: Min. 0.25-inch DensDeck Flexible FAST DT Flexible FAST or Flexible FAST DT (RIBBON, 12- -37.5%
structural concrete HP-N, HP-W, ENRGY 3 ’ ~overboard . in. U.2>-Inch Densbeck, (RIBBON) . !
DensDeck Prime inch o.c.)
or ACFoam Il
. | . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc-64 ?':/gr;tj; i?';]:?;pezBs’O%ragf Min. 0.5-inch DensDeck| Note 2 1 per g(Itr:u:iesc;I;gI] :tmrg:::?oclalgisgjzar:win Flexible FAST FleeceBACK or Sure-Flex KEE HP FleeceBACK / 37.5%
B Dol PS | or DensDeck Prime 20ft | U Dezsgeck brime Ymin- 1 RiBBON) Flexible FAST or Flexible FAST DT (RIBBON, 12- :
T inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per Flexible FAST Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-65. | 33 steel or min. 2,500 psi followed by min. 2-inch| Note 2 ) 7pft2 Min. 1.5-inch InsulLam (OSB) (RIBBON), 6-inch o.c FleeceBACK or Sure-Flex KEE HP FleeceBACK / -37.5*%
structural concrete Insulfoam VIII : ! "’| Flexible FAST or Flexible FAST DT (FULL)
One or more layers
Min. 22 ga., type B, Grade | Min. 1.5-inch 1 per Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-66. | 33 steel or min. 2,500 psi InsulBase, SecurShield, | Note 2 5 (?ftz Additional layers of base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete HP-N, HP-W, ENRGY 3 ’ (RIBBON) Flexible FAST (FULL) or Flexible FAST DT (FULL)
or ACFoam Il
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-67. | 33 steel or min. 2,500 psi Insu'IBése Securshield Note 2 3 prtz Min. 1-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete ! ’ (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) & Fastener Attach . Attach Roof Cover (Note 15) (psf)
) ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade . . . (. P ) ver(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
h ) Min. 1.5-inch 1 per | base insulation ;
SC-68. 33 steel or min. 2,500 psi InsulBase. SecurShield Note 2 321 | C board: Min. 0.25-inch DensDeck Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete ! ’ ~overnoare: |.n. -£>-Inch Denslec (RIBBON) Flexible FAST (FULL)
or DensDeck Prime
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-69. | 33 steel or min. 2,500 psi Sea;rshield " | Note 2 4 (?ftz Min. 1-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete ’ (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade | . _ Insulation: (Optional) Additi YerlS) Eleible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K ) Min. 2-inch InsulBase, 1 per | base insulation .
SC-70. | 33 steel or min. 2,500 psi . Note 2 , . ) Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
SecurShield 4.0 ft* | Coverboard: Min. 0.25-inch DensDeck .
structural concrete 7 (RIBBON) Flexible FAST (FULL)
or DensDeck Prime
Min. 22 ga.. tvoe B. Grade Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sC.71 33 s.teelir‘;ni\:\p ) 5’00 i Min. 1.5-inch Note 2 1 per | baseinsulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
’ structural conc;'et’e P InsulBase, SecurShield 2.7 ft | Coverboard: Min. 0.25-inch DEXcell FA (RIBBON) Flexible FAST or Flexible FAST DT (FULL) or ’
Glass Mat Roof Board HydroBond WB
Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per %aiioﬂ ional) itional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-72. | 33 steel or min. 2,500 psi |I’lSU.|BE-:lSE Securshield Note 2 ) 7pft2 c board: Min. 0.4375-inch DEXcell Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete ' i =overboard: Min. 0.43/>-Inc <% | (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
Cement Roof Board
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per Flexible FAST Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-73. | 33 steel or min. 2,500 psi followed by min. 2-inch| Note 2 2 (?ftl Min. 2-inch Insulfoam HD Composite (RIBBON, 6-inch o.c.) FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete Insulfoam VI ’ ! "I Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ea.. type B, Grade Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc.7a. | 33 s:ceelirll,'ni\:mp ) 5’00 i Min. 1.5-inch with Insulation 1 per | base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0
’ structural conc;'et’e P InsulBase, SecurShield | Fastening Plate 2.0ft? | Coverboard: Min. 1-inch InsulBase, (RIBBON) Flexible FAST or Flexible FAST DT (FULL) or '
Concrete: Note 2 SecurShield HydroBond WB
Min. 22 ga.. tvpe B, Grade Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC.75 33 s.teelir.,mi»:) 5 5’00 i Min. 2-inch InsulBase, | with Insulation 1 per | base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 525
’ structural conc.retle p SecurShield Fastening Plate 2.0 ft? | Coverboard: Min. 0.5-inch InsulBase, (RIBBON, 6-inch 0.c.) Flexible FAST or Flexible FAST DT (FULL) or '
Concrete: Note 2 SecurShield ! | HydroBond WB
. Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade ) ) St_eel: Carl|s|_e InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC.76 33 steel or min. 2.500 psi Min. 1.5-inch with Insulation 1 per c board: Min. 0.5-inch DensDeck Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
' P E2TUPSE nsulBase, SecurShield | Fastening Plate 2.0 frz | =2verooarc: Min. 1.o-inch Densvec Flexible FAST or Flexible FAST DT (FULL) or :
structural concrete Concrete: Note 2 Prime, SecurShield HD, SecurShield HD | (RIBBON) HydroBond WB
Plus or EcoStorm VSH v
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s
Y P y
System MDP
. Deck (Note 1) Type Fastener Attach Type Attach Roof Cover (Note 15) (psf)
y (Note 2, Note 11) (Note 17) y (Notes 6,7,8)
i Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade Min. 1.5-inch a}ﬁﬁli;ﬂ;:ﬁ:‘nsuwa“ 1 per base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-77. | 33 steel or min. 2,500 psi Insu.IBaluse SecurShield | Fastening Plate ) Opftz Coverboard: Min. 0.5-inch DEXcell FA Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
structural concrete ! Concrete: Note 2 ’ Glass Mat Roof Board or 0.4375-inch (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
DEXcell Cement Roof Board
. Carli Insulation: (Optional) Additional |
Min. 22 ga., type B, Grade | . Steel: Carlisle InsulFast Insulation: (Optional) Additional laver(s) ¢\ o EasT or | sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
h ) Min. 1.5-inch with Insulation 1 per | base insulation .
SC-78. 33 steel or min. 2,500 psi X . , . . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
InsulBase, SecurShield | Fastening Plate 2.0 ft* | Coverboard: Min. 0.5-inch SECUROCK . .
structural concrete Concrete: Note 2 T (RIBBON) Flexible FAST or Flexible FAST DT (FULL)
: Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s)
. i . . -Flex PVC FI BACK -Flex PVC FR
Min. 22 ga., type B, Grade ) ) St_eel. Carllsl'e InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K ) Min. 2-inch InsulBase, | with Insulation 1 per . . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-79. | 33 steel or min. 2,500 psi ) ) , | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT ) . -67.5
SecurShield Fastening Plate 16f2 | =———— ; . Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Concrete: Note 2 Prime, SecurShield HD, SecurShield HD | (RIBBON, 6-inch o.c.) HvdroBond WB
Plus or EcoStorm VSH v
) Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade | . _ . Steel: Carlisle InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K ) Min. 2-inch InsulBase, | with Insulation 1 per \ . .
SC-80. | 33 steel or min. 2,500 psi securShield Fastening Plate 1.6 ft2 Coverboard: Min. 0.5-inch DEXcell FA | Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
structural concrete Concrete: Note 2 ’ Glass Mat Roof Board or 0.4375-inch (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
DEXcell Cement Roof Board
. Carli Insulation: (Optional) Additional |
Min.22ga, type B, Grade | . o iﬁﬁ'iéfl'a'st'ii:‘s“'“’“ N %aiioz lonal) Additional laver(s) ¢\ 11 FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-81. 33 steel or min. 2,500 psi L ! ) P . . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
SecurShield Fastening Plate 1.6 ft> | Coverboard: Min. 0.5-inch SECUROCK
structural concrete ~overboard ¢ (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade Min. 1.5-inch 1 per Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-82. 33 steel or min. 2,500 psi |I’lSU.|BE-:lSE SecurShield Note 2 1 (?ftz Min. 1-inch base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
structural concrete ! : (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade | Min. 0.5-inch DensDeck 1 per FAST DT (RIBBON, 6- Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-83. | 33 steel or min. 2,500 psi followed by min. 3.0- | Note 2 ) (?ftz Min. 1.5-inch InsulLam (OSB) inch o.c.) ! FleeceBACK or Sure-Flex KEE HP FleeceBACK / -75.0
structural concrete inch Insulfoam VIII ’ o Flexible FAST or Flexible FAST DT (FULL)
. Carli Insulation: (Optional) Additional layer(s - B -
Min. 22 ga., type B, Grade o Steel: Carlisle InsulFast ulati (_ ptional) Additi yer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc.8a 33 steel or min. 2.500 psi Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 75.0
’ structural conc'retle P SecurShield Fastening Plate 1.6 ft> | Coverboard: Min. 1-inch InsulBase, (RIBBON, 6-inch 0.c.) Flexible FAST or Flexible FAST DT (FULL) or '
Concrete: Note 2 SecurShield ! | HydroBond WB
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System MDP
. Deck (Note 1) Type Fastener Attach Type Attach Roof Cover (Note 15) (psf)
y (Note 2, Note 11) (Note 17) y (Notes 6,7,8)
. Insulation: (Optional) Additional layer(s), .
Min. 22 ga., type B, Grade Min. 1.5-inch 1per | base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-85. | 33 steel or min. 2,500 psi Insu.IBa.lse Securshield Note 2 1 E?ftz c board: Min 2-inch S Shield HD Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
structural concrete ! ’ M' In £-Inch >ecurshie (RIBBON, 6-inch o.c.)| Flexible FAST or Flexible FAST DT (FULL)
Composite
) Insulation: (Optional) Additional layer(s) Sure-Flex PVC Fl BACK. Sure-Flex PVC ERS
Min. 22 ga., type B, Grade ) ) St.eeI: Carllsl'e InsulFast base insulation Flexible FAST or ure-Flex eece , Sure-Flex
K ) Min. 1.5-inch with Insulation 1 per . . . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-86. | 33 steel or min. 2,500 psi | hield | Fastening Plate 2 Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT Flexible FAST or Flexible FAST DT (FULL -82.5
| concrete InsulBase, Securshie & 13 HD, SecurShield HD Plus or EcoStorm (RIBBON, 4-inch o.c.) exible FAST or Flexible FAS (FULL) or
structural co Concrete: Note 2 4 ’ “’| HydroBond WB
VSH
Min. 22 ga., type B, Grade . . Stgelz Carlis!e InsulFast Insule.xtion: (F)ptional) Additional layer(s), Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc.87 33 steel or min. 2,500 psi Min. 2-inch InsulBase, | with Insulation 1 per | base insulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 825
’ structural conc;'et’e SecurShield Fastening Plate 1.0 ft? | Coverboard: Min. 1-inch InsulBase, (FULL) Flexible FAST or Flexible FAST DT (FULL) or '
Concrete: Note 2 SecurShield HydroBond WB
i Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade ) . Stfeel: Carl|s!e InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K ) Min. 2-inch InsulBase, | with Insulation 1 per . . . FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-88. 33 steel or min. 2,500 psi R r | , | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT . . -82.5
| SecurShield Fastening Plate 1.0ft2 | =X —— hiel hiel FULL Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Concrete: Note 2 Prime, SecurShield HD, SecurShield HD | ( ) HydroBond WB
Plus or EcoStorm VSH
i Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade o Steel: Carlisle InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K ) Min. 2-inch InsulBase, | with Insulation 1 per . . .
SC-89. | 33 steel or min. 2,500 psi securShield Fastening Plate 1.0 2 Coverboard: Min. 0.5-inch DEXcell FA Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
structural concrete Concrete: Note 2 ’ Glass Mat Roof Board or 0.4375-inch (FULL) Flexible FAST or Flexible FAST DT (FULL)
DEXcell Cement Roof Board
. Carli Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase iietslincsaurllalstliz;nsuwaﬁ 1 per maiio’; ! ) ” ver(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-90. 33 steel or min. 2,500 psi e ! . | p ) . . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
structural concrete Securshield S, 10ft* | Coverboard: Min. 0.5-inch SECUROCK | (¢ ) Flexible FAST or Flexible FAST DT (FULL)
Concrete: Note 2 Gypsum-Fiber Roof Board
) Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade o Steel: Carlisle InsulFast base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc.91 30 steel or min. 2 500 psi Min. 2-inch InsulBase, | with Insulation 1 per c board: Min. 0.5-inch S shield | Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -90.0
: Lo PSt | securshield Fastening Plate 1.3 f | =overboard: Min. J.o-inch Securshie RIBBON. 4.inch Flexible FAST or Flexible FAST DT (FULL) or :
structural concrete Concrete: Note 2 \I—/IISJF,iSecurShleld HD Plus or EcoStorm ( , 4-inch o.c.) HydroBond WB
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) S Fastener Attach - Attach Roof Cover (Note 15) (psf)
) yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
Insulation: (Optional) Additional layer(s), g Flex PVC FI BACK. S Flex PVC FRS
. Steel: Carlisle InsulFast R : . ure-Flex eece , Sure-Flex
. . b lat
Min. 22 ga., type B, Grad.e Min. 2-inch InsulBase, | with Insulation 1 per ase Insula |on. . Flex!ble v FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-92. | 80 steel or min. 2,500 psi ) ; » | Coverboard: Min. 0.5-inch DensDeck Flexible FAST DT ) - -112.5
| SecurShield Fastening Plate 1.0ft - . ; FULL Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Concrete: Note 2 Prime, SecurShield HD, SecurShield HD | ( ) HydroBond WB
Plus or EcoStorm VSH
i Insulation: (Optional) Additional layer(s)
Min. 22 ga., type B, Grade Min. 2-inch InsulBase i:;ﬁlifir::tliz;nsmFaSt 1 per base insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-93. | 80 steel or min. 2,500 psi Secl,.lrShieId ’ Fastening Plate 1 (‘))ftz Coverboard: Min. 0.5-inch DEXcell FA Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
structural concrete Concrete: Note 2 ’ Glass Mat Roof Board or 0.4375-inch (FULL) Flexible FAST or Flexible FAST DT (FULL)
DEXcell Cement Roof Board
. Carli Insulation: (Optional) Additional |
Min. 22 ga, type B, Grade |\ . oo ivtiiﬁli:i.:!ilii;nSUIFaSt L oer %aiioz lonal) Additional laver(s) o\ 116 FasT or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-94. | 80 steel or min. 2,500 psi e ’ ing Pl p ) ) . Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
SecurShield Fastening Plate 1.0 ft> | Coverboard: Min. 0.5-inch SECUROCK ) .
structural concrete Concrete: Note 2 T (FULL) Flexible FAST or Flexible FAST DT (FULL)
: Gypsum-Fiber Roof Board
Min. 22 ga., type B, Grade Steel: Carlisle InsulFast Insulation: (Optional) Additional layer(s) Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC.95 30 s.teel or‘;nin ) 5'00 i Min. 2-inch InsulBase, | with Insulation 1 per | baseinsulation Flexible FAST DT FleeceBACK or Sure-Flex KEE HP FleeceBACK / 135.0
’ structural conc.ret’e P SecurShield Fastening Plate 1.0 ft? | Coverboard: Min. 1-inch InsulBase, (FULL) Flexible FAST or Flexible FAST DT (FULL) or '
Concrete: Note 2 SecurShield HydroBond WB
Insulation: (Optional) Additional layer(s
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per maiio’; ! ) ” ver(s) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-96. | 33 steel or min. 2,500 psi Sec .rShieId " | Note 2 4 (?ftz @ board: Min 0.25-inch SECUROCK 0OB500 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -37.5%
structural concrete u . ~overpoard: Min £.2->-Inc Flexible FAST or Flexible FAST DT (FULL)
Gypsum- Fiber Roof Board
. Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per rse insulation Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-97. | 33 steel or min. 2,500 psi SeCL;rShieId " | Note 2 5 7pft2 c board: Min 0.25-inch SECUROCK 0B500 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete : M' in%.2>-Inc Flexible FAST or Flexible FAST DT (FULL)
Gypsum- Fiber Roof Board
. Insulation: (Optional) Additional layer(s),
Min. 22 ga., type B, Grade Min. 2-inch InsulBase 1 per rse insulation Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-98. | 33 steel or min. 2,500 psi L " | Note 2 P ) . X OB500 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
SecurShield 1.6 ft*> | Coverboard: Min 0.25-inch SECUROCK . .
structural concrete 3 Flexible FAST or Flexible FAST DT (FULL)
Gypsum- Fiber Roof Board
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TABLE 2B: STEEL oR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

ER Base Insulation Layer Top Insulation Layer(s) R
yNo Deck (Note 1) S Fastener Attach - Attach Roof Cover (Note 15) (psf)
) yp (Note 2, Note 11) (Note 17) YP (Notes 6,7,8)
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Steel: Carlisle InsulFast i i .
Min. 22 ea.. tvbe B. Grade with Insulation Insulation: (Optional) Additional layer(s)| Flexible FAST (FULL
scoo |33 S'teelir';m‘:]p 200 e | Min. 1.5-inch Fastening Plate or 1per | base insulation OrSPLATTER)or | 0 oo e 4506
’ | T P InsulBase, SecurShield | SecurFast Insulation 2.0ft? | Coverboard: Min. 0.5-inch SecurShield | Flexible FAST DT ’
structural concrete Fastening Plate HDRL (FULL)
Concrete: Note 2
Steel: Carlisle InsulFast Insulation: (Optional) Additional | (s)
; ; nsulation: (Optiona itional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch :"T 'n,5“|aptl'°t” 1 per Matioﬁ; v Flexible FAST or
-100. | 33 steel or min. 2,500 psi g astening Hate or Flexible FAST DT -Flex FleeceBACK RL -52.
Seioy stee olr min. &, pst InsulBase, SecurShield | SecurFast Insulation 1.8 ft> | Coverboard: Min. 0.5-inch SecurShield FeXIIL € Sure-Flex FleeceBAC 525
structural concrete Fastening Plate HDRL (FULL)
Concrete: Note 2
Steel: Carlisle InsulFast | | Q ) Add "
i i nsulation: tiona itional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch :"T 'n,5“|aptl'°t” 1 per maiio‘; ) Addi ver(s) Flexible FAST or
-101. | 33 steel or min. 2,500 psi g astening Hate or Flexible FAST DT -Flex FleeceBACK RL -82.
SC-10 stee olr min. &S50 Pt InsulBase, SecurShield | SecurFast Insulation 1.3 ft* | Coverboard: Min. 0.5-inch SecurShield FeXIIL € sure-Flex FleeceBAC 82.3
structural concrete Fastening Plate HBARL (FULL)
Concrete: Note 2
Steel: Carlisle InsulFast | o N ) Add ¥
i i nsulation: tiona itional layer(s
Min. 22 ga., type B, Grade Min. 1.5-inch \FNIH; '”_S“|"’|‘)t|'°t” 1 per maiioz fonal) Additi ver(s) Flexible FAST or
-102. | 33 steel or min. 2,500 psi o astening Hate or Flexible FAST DT -Flex FleeceBACK RL -112.
SC-10 stee olr min. £,500 Pt InsulBase, SecurShield | SecurFast Insulation 1.0 ft* | Coverboard: Min. 0.5-inch SecurShield FeXIIL € sure-Flex FleeceBAC >
structural concrete Fastening Plate v N (FULL)
Concrete: Note 2
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NEmoO | etc.e

TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o : v MDP
No. (Note 1) T BBy Attac T ac Base PI Top PI (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8) ase Fly op Fly
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
in. . . Carli Insulation: (Optional) Additional
Min. 22 ga., type . . Steel: (;a,,|,s.|e nsulation: ( .p |ona_) itiona . SureMB 90 Base, SureMB Sure-Flex PVC FleeceBACK, Sure-Flex
B, Grade 33 steel Min. 2-inch InsulFast with 1 per layer(s) base insulation Flexible FAST or | 90 Poly Base or SureMB PVC ERS FleeceBACK or Sure-Flex KEE
SC-103. or min. 2,500 psi InsulBase, Insulation 4 Opftz Coverboard: Min. 0.5-inch DensDeck | Flexible FAST 120 Poly Base / US Ply HP FleeceBACK / Flexible FAST or -45.0*
structural SecurShield Fastening Plate ' Prime or SECUROCK Gypsum-Fiber DT (RIBBON) Duraflex 901 Premium Flexible FAST DT (RIBBON, 12-inch 0.¢.)
concrete Concrete: Note 2 Roof Board SBS Modified Adhesive ! -
in. . . Carli Insulation: (Optional) Additional
Min. 22 ga., type o Steel: Carlisle nsulation: (Optional) Additiona , Sure-Flex PVC FleeceBACK, Sure-Flex
B, Grade 33 steel Min. 2-inch InsulFast with layer(s) base insulation Flexible FAST or
. . X 1 per ) ) . SureMB 90TG or 120TG / PVC FRS FleeceBACK or Sure-Flex KEE «
SC-104. or min. 2,500 psi InsulBase, Insulation , | Coverboard: Min. 0.5-inch DensDeck | Flexible FAST ; ) -45.0
: Fastening Plate 4.0 ft -~ : torch-applied HP FleeceBACK / Flexible FAST or
structural SecurShield Prime or SECUROCK Gypsum-Fiber DT (RIBBON) Flexible FAST DT (RIBBON, 12-inch o.c.)
concrete Concrete: Note 2 Roof Board ’ o
in. . . Carli Insulation: (Optional) Additional
o, Grade 33 seel | Min 2nch | e evert)pmss oion | lexble ST or Sure-Flex PVC FleeceBACK, Sure-lex
2 X . nsurastwi 1 per v ) , Flexible FAST SureMB 90TG or 120TG/ | PVC FRS FleeceBACK or Sure-Flex KEE
SC-105. or min. 2,500 psi InsulBase, Insulation N Coverboard: Min. 0.5-inch DensDeck . . -75.0
R Fastening Plate 1.6 ft — y DT (RIBBON, 6- torch-applied HP FleeceBACK / Flexible FAST or
structural SecurShield |4 Prime or SECUROCK Gypsum-Fiber inch 0.c.) Flexible FAST DT (RIBBON, 6-inch o.c.)
concrete Concrete: Note 2 Roof Board - ’ -
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TABLE 2p: STEEL DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck o . Vapor Roof Cover MDP
Attach Primer q Attach Attach
No. (Note 1) Type Barrier Type Type (Note 15) (psf)
yp (Notelzl) Note | \Note17 W (Notes 6,7,8) o (Notes 6,7,8)
BAREBACK APPLICATIONS:
Insulation: (Optional) Additional
f i VapAir Seal layer(s) base insulation - " i
Min. 22 ga., M!n. 05 th DensDt-eck CAV- apAlrsea Min. 1.5-inch Flexible FAST or . X Flexible FAST or Sure-Flex PVC or Surg Flex PVC FRS in
Prime or min. 0.625-inch 1 per 2.0 725TR, . Coverboard: Min. 0.25-inch . CAV-GRIP PVC Adhesive, Low VOC
SC-106. type B, Grade R Note 2 ) GRIP InsulBase, Flexible FAST DT ., Flexible FAST DT -45.0*
33 steel SECUROCK Gypsum- Fiber ft Primer self- securshield (RIBBON) DensDeck Prime or SECUROCK (RIBBON) PVC BA or HydroBond WB or Sure-
Roof Board adhering Gypsum- Fiber Roof Board or Flex KEE HP in Low VOC PVC BA
EcoStorm VSH
f X VapAir Seal - " f
Min. 22 ga., M!n. 0.5 th Denngck CAV- 725TR Min. 1.5-inch | Flexible FAST or ) v, Flexible FAST or Sure-Flex PVC or Surg Flex PVCFRSin
Prime or min. 0.625-inch 1 per 2.0 ) ) (Optional) Additional layers i CAV-GRIP PVC Adhesive, Low VOC "
SC-107. | type B, Grade ) Note 2 ) GRIP InsulBase, Flexible FAST DT ) . Flexible FAST DT -45.0
33 steel SECUROCK Gypsum-Fiber ft Pri self- i base insulation (RIBBON) PVC BA or HydroBond WB or Sure-
Roof Board AMer | hering | Sccurshield | (RIBBON) Flex KEE HP in Low VOC PVC BA
Carlisle SureMB
InsulFast 90TG or
Min. 22 ga., . . i Min. 1.5-inch Flexible FAST or . . Flexible FAST or
SC.108. type B, Grade M!n. 0.5-inch DensDeck with ‘ 1 perz4‘0 None SureMB InsulBase, Flexible FAST DT (Optlgnal) Addltlonal layers Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS / 45,0
33 steel Prime Insulation ft 120TG, : (RIBBON) base insulation (RIBBON) HydroBond
stee Fastening torch- Securshield
Plate applied
Carlisle SureMB
InsulFast 90TG or A .
Min. 22 ga., . . i Min. 1.5-inch Flexible FAST or . . Flexible FAST or Sure-Flex PVC, Sure-Flex PVC FRS or
SC-109. | type B, Grade 2/::2;90'5"“" DensDeck ‘I';’]':L'laﬁon 1 p‘:trf'o None i‘z‘;'\é'B InsulBase, Flexible FAST DT Loai"i’n":ﬂl)a’:i‘i:'t'ona' layers Flexible FAST DT | Sure-Flex KEE HP / CAV-GRIP PVC -45.0*
33 steel Fastening torch- SecurShield (RIBBON) (RIBBON) Adhesive or Low VOC PVC BA
Plate applied
) Min. 0.5-inch DensDeck VapAir Seal . . ) Sure-Flex PVC or Sure-Flex PVC FRS in
110 :"”; ;ZGgl‘ae Prime or min. 0.625-inch |\ 1 per 2.0 gﬁ\llp' 725TR, I“:é:'l;i;“h Flexible FAST (Optional) Additional layers (F;{T;E(I;Nisi;ch CAV-GRIP PVC Adhesive, Low VOC 525
: 3\gpsteél SECUROCK Gypsum- Fiber ft2 Primer self- se rShie,Id (RIBBON) base insulation 0c) ! PVC BA or HydroBond WB or Sure- :
Roof Board ' adhering e < Flex KEE HP in Low VOC PVC BA
InsulFast
. . . X VapAir Seal . . Sure-Flex PVC or Sure-Flex PVC FRS in
Min.22ga., | Min. 0.5-inch SECUROCK | with 1, g TRPlus, | Min. 1.5-inch | IEXIDIEFASTDT | 0 o hal) Additional layer(s) | FEXRIEFASTOr | 1/ GRIP PVC Adhesive, Low VOC
SC-111. type B, Grade Ultralight Coated Glass- Insulation N None (RIBBON, 6-inch . . Flexible FAST DT -60.0
33 steel Mat Roof Board Fastenin ft self- InsulBase o) base insulation (RIBBON) PVC BA or HydroBond WB or Sure-
Plate i adhering o Flex KEE HP in Low VOC PVC BA
Carlisle SureMB
InsulFast 90TG or Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in
in. 22 ga. in. 154 .
Min. 22 ga., Min. 0.5-inch DensDeck | with 1 per 1.6 SureMB Min. 1.5-inch | o\ ible FASTDT | (Optional) Additional layer(s) | [<¥P1€ FASTOT 1 )y GRip pVC Adhesive, Low VOC
SC-112. type B, Grade X X 2 None InsulBase, R . . Flexible FAST DT -67.5
33 steel Prime Insulation ft 120TG, S Shield (RIBBON, 6-inch base insulation (RIBBON) PVC BA or HydroBond WB or Sure-
stee Fastening torch- ecurshie o.c.) Flex KEE HP in Low VOC PVC BA
Plate applied
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TABLE 2p: STEEL DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck o . Vapor Roof Cover MDP
Attach Primer q Attach Attach
No. (Note 1) Type Barrier Type Type (Note 15) (psf)
yp (Notelzl) Note | \Note17 W (Notes 6,7,8) o (Notes 6,7,8)
Insulation: (Optional) Additional
Carlisle SureMB layer(s) base insulation
Min. 22 ga InsulFast 90TG or Min. 1.5-inch Flexible FAST or Coverboard: Min. 0.25-inch Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS in
- os gy Min. 0.5-inch DensDeck with 1lperl6 SureMB C Flexible FAST DT DensDeck Prime or SECUROCK . CAV-GRIP PVC Adhesive, Low VOC
SC-113. type B, Grade X . N None InsulBase, R \ Flexible FAST DT -67.5
33 steel Prime Insulation ft 120TG, securShield (RIBBON, 6-inch Gypsum-Fiber Roof Board or (RIBBON) PVC BA or HydroBond WB or Sure-
Fastening torch- u o.c.) min. 0.5-inch SecurShield HD, Flex KEE HP in Low VOC PVC BA
Plate applied SecurShield HD Plus or
EcoStorm VSH
FLEECEBACK IMIEMBRANE APPLICATIONS (PARTIAL BOND):
. . . - Sure-Flex PVC FleeceBACK, Sure-Flex
in. 0.5-i VapAir Seal i Insulation: (Optional) Additional !
Min.22ga, | Vin.0.5-inch DensDeck CAV- apAirseal | (Optional) Flexible FAST or | LSulation: (Optional) Additional | o\ excror | puc FRS FleeceBACK or Sure-Flex KEE
Prime or min. 0.625-inch 1 per 2.0 725TR, Min. 1.5-inch . layer(s) base insulation X X
SC-114. | type B, Grade SECUROCK Gvpsurn- Fiber Note 2 2 GRIP I InsulBase Flexible FAST DT c board: Min. 0.25-inch Flexible FAST DT HP FleeceBACK / Flexible FAST or -45.0*
33 steel VP Primer | %€ e (RIBBON) soverboare: Min. 9.5+ (RIBBON) Flexible FAST DT (RIBBON, 12-inch
Roof Board adhering SecurShield DensDeck Prime 0.c)
. Sure-Flex PVC FleeceBACK, Sure-Flex
in. 0.5-i VapAir Seal ’
Min. 22 ga., glll':nmf;r I::: I(D)egszD_?:l(h 1 per 2.0 CAV- 722.”; Min. 1.5-inch Flexible FAST or (Optional) Additional layers Flexible FAST or PVC FRS FleeceBACK or Sure-Flex KEE
SC-115. type B, Grade SECUROCK G‘ ;um— Fiber Note 2 pftz | GRIP I ’ InsulBase, Flexible FAST DT baze insulation v Flexible FAST DT HP FleeceBACK / Flexible FAST or -45.0%*
33 steel Ve primer | ¢ SecurShield (RIBBON) (RIBBON) Flexible FAST DT (RIBBON, 12-inch
Roof Board adhering o.c)
Min. 0.5-inch DensDeck VapAir Seal . . Sure-Flex PVC FleeceBACK, Sure-Flex
in. . . K K - Min. 1.5-inch i ’
SC116 !cv“l ;zéfa,de Prime or min. 0.625-inch Note 2 1per2.0 g;:/p 725TR, InsulB Flexible FAST (Optional) Additional layers ::FLT;II;)CI)ENFZSiIch PVC FRS FleeceBACK or Sure-Flex KEE 525
: 3§psteél SECUROCK Gypsum- Fiber f2 | ey | self T (RIBBON) base insulation oc) HP FleeceBACK / Flexible FAST or :
Roof Board adhering | Securshield - Flexible FAST DT (RIBBON, 6-inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional Sure-Flex PVC FleeceBACK, Sure-Flex
i i VapAir Seal I base insulati i ’ i
Min.22ga, | i o> ineh P ifl‘h Loer20l A= | goemm Min. 1.5-inch | Flexible FAST or Cayer(;) e ootion i Flexible FAST or | PVC FRS FleeceBACK or Sure-Flex KEE
SC117. | typeB, Grade | (ool e, | Note 2 ”ftz = | GRIP p ’ InsulBase, Flexible FAST DT %‘ ( I’)’ '°k”: ) Min. Flexible FASTDT | HP FleeceBACK / Flexible FAST or -45.0%
33 steel P primer | ¢ SecurShield (RIBBON) -£>-inch BensDeck Frime or (RIBBON) Flexible FAST DT (FULL) or HydroBond
Roof Board adhering SECUROCK Gypsum- Fiber Roof WB
Board or EcoStorm VSH
;as:ljlls;:st 3;;2\1? Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 22 ga., . . N Min. 1.5-inch Flexible FAST or . . Flexible FAST or PVC FRS FleeceBACK or Sure-Flex KEE
SC-118. | type B, Grade 2/:&:'5""“‘ DensDeck m::lation 1 pftrf'o None i;(';'\ém InsulBase, Flexible FAST DT Loagzci’n"saljl);t\:’i't'°"a' layers Flexible FAST DT | HP FleeceBACK / Flexible FAST or 45,0
33 steel ) ! SecurShield (RIBBON) (RIBBON) Flexible FAST DT (FULL) or HydroBond
Fastening torch- WB
Plate applied
. Min. 0.5-inch DensDeck VapAir Seal . . . Sure-Flex PVC FleeceBACK, Sure-Flex
- Min. 1.5-inch ’
$C-119 iv“ne' Ezsngfa.;ie Prime or min. 0.625-inch Note2 1 per 2.0 g:\(p 725TR, InsulB Flexible FAST (Optional) Additional layers ::{T;;;)(I:NF'::Ch PVC FRS FleeceBACK or Sure-Flex KEE 525
: 3y3psteé| SECUROCK Gypsum- Fiber f2o| o | self nsuisase, (RIBBON) base insulation oc) HP FleeceBACK / Flexible FAST or :
Roof Board adhering | Securshield < Flexible FAST DT (FULL)
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TABLE 2p: STEEL DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Top Insulation Layer(s)
System Deck o . Vapor Roof Cover MDP
Attach Primer q Attach Attach
No. (Note 1) Type Barrier Type Type (Note 15) (psf)
yp (Notelzl) Note | \Note17 W (Notes 6,7,8) o (Notes 6,7,8)
InsulFast VapAir Seal Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 22 ga., Min. 0.5-inch SECUROCK with 1 per 1.0 TRr:’Ius Min. 1.5-inch Flexible FAST DT (Optional) Additional layer(s) Flexible FAST or PVC FRS FleeceBACK or Sure-Flex KEE
SC-120. | type B, Grade | Ultralight Coated Glass- Insulation pftz " | None self- ! T (RIBBON, 6-inch baz’e insulation \ Flexible FAST DT | HP FleeceBACK / Flexible FAST or -60.0
33 steel Mat Roof Board Fastening adhering InsulBase o.c.) (RIBBON) Flexible FAST DT (FULL) or HydroBond
Plate wWB
|(|:135rl|1||5|:|:3t Zg‘rrzlvfr Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-Flex
in. . Min. 1.5-inch i -
Min. 22 ga., Min. 0.5-inch DensDeck with 1perl6 SureMB Flexible FAST DT (Optional) Additional layer(s) FIex!bIe FAST or PVC FRS FleeceBACK '.Dr Sure-Flex KEE
SC-121. type B, Grade . . 2 None InsulBase, . X . Flexible FAST DT HP FleeceBACK / Flexible FAST or -67.5
33 steel Prime Insulation ft 12076, Securshield (RIBBON, 6-inch base insulation (RIBBON) Flexible FAST DT (FULL) or HydroBond
Fasteni - .
astening torch o.c.) WB
Plate applied
Insulation: (Optional) Additional
i layer(s) base insulation
|(|:135rl|1||5|:|:3t Zg‘rrzlvfr Flexible FAST or Cy (b) d: II\/I Y o |25 inch Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 22 ga., N 4 Min. 1.5-inch . ~overnoara: Min. B.2>-ne Flexible FASTor | PVC FRS FleeceBACK or Sure-Flex KEE
Min. 0.5-inch DensDeck with 1perl.6 SureMB Flexible FAST DT DensDeck Prime or SECUROCK . .
SC-122. type B, Grade . . > None InsulBase, R . Flexible FAST DT HP FleeceBACK / Flexible FAST or -67.5
Prime Insulation ft 120TG, (RIBBON, 6-inch Gypsum-Fiber Roof Board or h
33 steel ) SecurShield : ) - (RIBBON) Flexible FAST DT (FULL) or HydroBond
Fastening torch- o.c.) min. 0.5-inch SecurShield HD, WB
Plate applied SecurShield HD Plus or
EcoStorm VSH
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Carlisle SureMB
Min. 22 ga InsulFast 90TG or Flexible FAST or
$C123. type B, Grade M!n. 0.5-inch DensDeck with A 1 per21.6 None SureMB Min. 1.5-inch Flexible FAST DT None N/A Sure-Flex FleeceBACK RL 675
Prime Insulation ft 1207G, InsulBase RL (RIBBON, 6-inch —
33 steel Fastening torch- o.c.)
Plate applied
EwasrlllsFl:st SSJE;ZNL? Flexible FAST or Insulation: (Optional) Additional
Min. 22 ga., . . N Min. 1.5-inch N layer(s) base insulation Flexible FAST or
Min. 0.5-inch DensDeck with 1perl.6 SureMB Flexible FAST DT . R .
SC-124. type B, Grade X . A None InsulBase, R Coverboard: Min. 0.5-inch Flexible FAST DT Sure-Flex FleeceBACK RL -67.5
Prime Insulation ft 120TG, (RIBBON, 6-inch — R
33 steel Fastening torch- SecurShield 0.c) SecurShield HD RL or min. 1.5- | (RIBBON)
A o inch InsulBase RL
Plate applied
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
BAREBACK APPLICATIONS:
Min. 22 ga.., type B, G.rade 33 Min. 1.5-inch InsulBase, M.m. O.25—|r?ch DensDeck Prime or | Steel: ;arlisle InsgIFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-125. | steel or min. 2,500 psi R min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -30.0*
SecurShield . 3.2 ft? PVC Adhesive
structural concrete Prime Concrete: Note 2
Min. 22 ga.., type B, Gl.'ade 33 Min. 1.5-inch InsulBase, M.ln. 0.5-|nc.h DensDeck Prime or | Steel: (;arlisle Ins%lIFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-126. | steel or min. 2,500 psi . min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -30.0*
SecurShield ) . 5.3 ft? PVC Adhesive
structural concrete Prime Concrete: Note 2
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 | \\. 4 5 o h InsulBase, Min. 0.5-inch SecurShield HD, AccuTraghiate lper | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-127. | steel or min. 2,500 psi S Shield. | laid S Shield HD PI Concrete: HD 14-10 Fastener, CD- ) PVC Adhesi -30.0*
structural concrete ecurShield, loose lai ecurShie us 10 or HP Concrete Spike (1/4) with 4.0 ft esive
AccuTrac Plate
Min. 22 ga., type B, Grade 33 . . Steel: Carlisle InsulFast with
$C-128. | steel or min. 2,500 psi Min. 1.5.-|nch InsulBase, Min. 0.625-inch DensDeck Prime | Insulation Fastening Plate 1 per Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP 37.5%
SecurShield ) 5.3 ft? PVC Adhesive
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade 33 _ Min. 1.5-inch InsulBase, 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-129. | steel or min. 2,500 psi (Optional) One or more layers . Note 2 . -37.5*
SecurShield 2.9 ft? PVC Adhesive
structural concrete
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | \ o 6 5 iy SECUROCK Gypsum- lper | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-130. | steel or min. 2,500 psi layers, any combination, loose R Note 2 . -37.5%
; Fiber Roof Board 2.7 ft? PVC Adhesive
structural concrete laid
Steel: Carlisle InsulFast with
Min. 22 ga.., type B, G.rade 33 Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield HD, AccuTrac Plate 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-131. | steel or min. 2,500 psi S Shield. | laid S Shield HD PI Concrete: HD 14-10 Fastener, CD- R PVC Adhesi -45.0*
structural concrete ecurShield, loose lai ecurShie us 10 or HP Concrete Spike (1/4) with 2.9 ft esive
AccuTrac Plate
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase,
1 - - _
SC-132. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY | Min. 0.5-inch SecurShield HD Plus | Note 2 ot ib?:éi’;:\fg or Sure-Flex PVCFRS /CAV-GRIP |5 o
structural concrete 3 or ACFoam Il ’
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with
1 per - - -
SC-133. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate pf R 'S)b?:;ix P.VC or Sure-Flex PVC FRS / CAV-GRIP -45.0*
structural concrete laid Prime Concrete: Note 2 4.0 ft esive
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more |\ 1. ' 5 i DExcell FA Glass 1per | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-134. | steel or min. 2,500 psi layers, any combination, loose Note 2 . -45.0*
. Mat Roof Board 2.7 ft? PVC Adhesive
structural concrete laid
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
Min. 22 ga. t B, Grade 80 : i - i
n ga. ype s, r.a € One or more layers, any Min. 0.5-inch DEXcell FA Glass Matj Steel C.ar||5|e HP_X Fastener with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-135. | steel or min. 2,500 psi L X Insulation Fastening Plate . -45.0
combination, loose laid Roof Board . 2.0 ft? PVC Adhesive
structural concrete Concrete: Note 2
in. . in. 1.5-i i Min 0.625-inch SECUROCK
Min. 22 gé , type B, Gfade 33 | Min. 1.5-inch thl‘.:k' qne or more " .|nc . 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-136. | steel or min. 2,500 psi layers, any combination, loose Gypsum-Fiber Roof Board or min. | Note 2 . -45.0*
. : 4.0 ft? PVC Adhesive
structural concrete laid 0.5-inch EcoStorm VSH
Min. 22 ga. B
cca37 | ooy Eo TyPE > Gsirade 33 (Optional) One or more layers | M- 2iinch InsulBase or Note 2 Lper | Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP | o
’ o P P 4 SecurShield 4.0 ft2 PVC Adhesive ’
structural concrete
138 :g;l if Ej’m t;'pseog’ (iirade 3 :\:'Zr:;'"f;::l:a ?,:,i "Igoms(;re Min 0.5-inch SECUROCK Gypsum- |\ 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP 45.0¢
’ S200P Vers, any ! Fiber Roof Board or EcoStorm VSH 3.2 ft? PVC Adhesive ’
structural concrete laid
Min. 22 ga., type B, Grade 33
1 - - 2
SC-139. | steel or min. 2,500 psi (Optional) One or more layers Min. 2-inch SecurShield Note 2 per Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP -45.0*
3.2 ft? PVC Adhesive
structural concrete
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or
1 per - - -
SC-140. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY | min. 0.375-inch DensDeck ProFast | Note 2 P Sure-Flex PVC or Sure-Flex PVCFRS / CAV-GRIP | .
. 2.0 ft? PVC Adhesive
structural concrete 3 or ACFoam Il Prime
Min. 22 ga.., type B, G.rade 33 | Min. 1.5-inch th|c.k, qne or more Mln 0.25-inch SECURQCK Gypsum— 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-141. | steel or min. 2,500 psi layers, any combination, loose Fiber Roof Board or min. 0.5-inch | Note 2 . -45.0*
. 2.0 ft2 PVC Adhesive
structural concrete laid EcoStorm VSH
Min. 22 ga., type B, Grade 33
1 per -Flex PV -Flex PVC FR AV-GRIP
SC-142. | steel or min. 2,500 psi (Optional) One or more layers Min. 1-inch InsulBase, SecurShield | Note 2 P sure-Flex . C or Sure-Flex PVC FRS / CAV-G -45.0*
2.0 ft? PVC Adhesive
structural concrete
Min. 22 ga. B in. 0.25-inch DensDeck Pri : i i
n ga. »type B, G.rade 33 Min. 1.5-inch InsulBase, M.m 022 |r?c ensDeck Prime or| Steel C.amSle lnsylFaSt with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-143. | steel or min. 2,500 psi R min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -52.5
SecurShield ) . 1.8 ft2 PVC Adhesive
structural concrete Prime Concrete: Note 2
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase, Min. 0.5-inch DensDeck Prime or
1 per - - -
SC-144. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY | min. 0.375-inch DensDeck ProFast | Note 2 P Sure-Flex PVC or Sure-Flex PVCFRS / CAV-GRIP |, ¢
. 1.6 ft? PVC Adhesive
structural concrete 3 or ACFoam Il Prime
in. 22 ga. B . . : i i
Min ga. »type B, G'rade 3 (Optional) One or more layers, Min. 2-inch InsulBase or Steel |4nSUIFaSt with Insulation 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-145. | steel or min. 2,500 psi Y k . Fastening Plate . -60.0
any combination, loose laid SecurShield . 2.0 ft? PVC Adhesive
structural concrete Concrete: Note 2
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System
U Deck (Note 1) T Attach Roof Cover (Note 15) MDP
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) Note 17 (psf)

Min. 22 ga., type B, Grade 33
1 - - 2
SC-146. | steel or min. 2,500 psi (Optional) One or more layers Min. 2-inch SecurShield Note 2 L\ iy P.VC or Sure-Flex PVC FRS / CAV-GRIP -60.0
2.0 ft? PVC Adhesive
structural concrete

Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase,

1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP

SC-147. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Min. 0.5-inch SecurShield HD Plus | Note 2 ) . -60.0
1.8 ft PVC Adhesive
structural concrete 3 or ACFoam Il
Min. 22 ga. B, Gr; : i B i
ga. type B, G .ade 80 One or more layers, any Min. 0.5-inch DEXcell FA Glass Mat| Steel: C.ar||5|e HP_X Fastener ygth 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-148. | steel or min. 2,500 psi - X Insulation Fastening Plate . -60.0
combination, loose laid Roof Board . 1.3 ft? PVC Adhesive
structural concrete Concrete: Note 2
Min. 22 ga., type B, Gl.'ade 33 Min. 1.5-inch InsulBase, M.ln. 0.5 |nc.h DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-149. | steel or min. 2,500 psi R min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -67.5
SecurShield ) . 1.8 ft? PVC Adhesive
structural concrete Prime Concrete: Note 2

Min. 22 ga., type B, Grade 33
1 . . a
SC-150. | steel or min. 2,500 psi (Optional) One or more layers Min. 2-inch InsulBase, SecurShield | Note 2 per Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP -67.5
1.6 ft2 PVC Adhesive
structural concrete

Min. 22 ga.., type B, Gl.'ade 33 Min. 1.5-inch InsulBase, M.ln. 0.5-|nc.h DensDeck Prime or | Steel: (;arlisle Ins%lIFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-151. | steel or min. 2,500 psi . min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -75.0
SecurShield . . 1.6 ft? PVC Adhesive
structural concrete Prime Concrete: Note 2
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . .
SC-152. | steel or min. 2,500 psi SecurShield, HP-N, HP-, ENRGy| M 0:5-inch SECUROCK Gypsum-| \ 5 per | Sure-Flex PVC or Sure-Flex PVCFRS / CAV-GRIP | g,
Fiber Roof Board or EcoStorm VSH 1.6 ft? PVC Adhesive
structural concrete 3 or ACFoam Il
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more Steel: Carlisle InsulFast with
1 - - -
SC-153. | steel or min. 2,500 psi layers, any combination, loose Min 0.5-inch EcoStorm VSH Insulation Fastening Plate per sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP -82.5
i . 1.0 ft? PVC Adhesive
structural concrete laid Concrete: Note 2
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase,
1 - - 2
SC-154. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Min. 0.5-inch SecurShield HD Plus | Note 2 per | Sure-Flex PVC or Sure-Flex PVCFRS / CAV-GRIP | ),
1.3 ft2 PVC Adhesive
structural concrete 3 or ACFoam Il
Min. 22 ga., type B, Grade 80 | (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with
. 2- 1 - - g
SC-155. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY Z)"r; ZO'STtC: Securshield HD Insulation Fastening Plate . 3” :"rz 'S)brce /f(;i);:l\\fg or Sure-Flex PVC FRS / CAV-GRIP | 1, ¢
structural concrete 3 or ACFoam Il P Concrete: Note 2 3t
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . .
SC-156. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY| M- 0:3Inch SECUROCK Gypsum- | oy, per | Sure-Flex PVC or Sure-Flex PVCFRS / CAV-GRIP |,
Fiber Roof Board or EcoStorm VSH 1.0 ft2 PVC Adhesive
structural concrete 3 or ACFoam Il
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch InsulBase, . . Steel: Carlisle InsulFast with
SC-157. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY| M- 0:3-Inch SECUROCK Gypsum- | 0 1_tion Fastening Plate Lper | Sure-FlexPVCor Sure-Flex PVCFRS / CAV-GRIP |, ¢
Fiber Roof Board . 1.0 ft? PVC Adhesive
structural concrete 3 or ACFoam Il Concrete: Note 2
Min. 22 ga., type B, Grade 33 | (Optional) Min. 1.5-inch
1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-158. | steel or min. 2,500 psi InsulBase, SecurShield, HP-N, HP-| Min. 2-inch SecurShield Note 2 . 5 v, Ve Adhodive / -112.5
structural concrete W, ENRGY 3 or ACFoam I !
Min. 22 ga.., type B, G.rade 33 | Min. 1.5-inch th|c.k, qne or more M.m 0.5—|nch DensDeck Prime or | Steel: C'arlisle InsgIFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS / CAV-GRIP
SC-159. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . -127.5
1.0 ft2 PVC Adhesive
structural concrete laid Prime Concrete: Note 2 ’
Min. 22 ga., type B, Grade 33 | (Optional) Min. 1-inch InsulBase, . . Steel: Carlisle InsulFast with .
5C-160. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY Min. 2—|T1ch InsulBase or Insulation Fastening Plate 1 per Sure-Flex P.VC or Sure-Flex PVC FRS / CAV-GRIP 1275
SecurShield . 1.0 ft2 PVC Adhesive
structural concrete 3 or ACFoam Il Concrete: Note 2
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch thick, one or more Steel: Carlisle InsulFast with
- ; 1 per - - PVC FRS / CAV-GRIP
SC-161. | steel or min. 2,500 psi layers, any combination, loose Min 0.5-inch EcoStorm VSH Insulation Fastening Plate P Sure-Flex P.VC or Sure-Flex / -135.0
1.0 ft2 PVC Adhesive
structural concrete laid Concrete: Note 2 :
Min. 22 ga., type B, Grade 80 | (Optional) Min. 1-inch InsulBase, | . . . Steel: Carlisle InsulFast with .
SC-162. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY 2’“”m zoi‘lt'ZCh Secug@QieIND Insulation Fastening Plate 11(’;:2 i;&e:éi’;;\\fg or Sure-Flex PVCFRS /CAV-GRIP | ¢
structural concrete 3 or ACFoam Il omp Concrete: Note 2 :
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Min. 0.25-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-163. | steel or min. 2,500 psi Sec -rS-hieId ! min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 3202 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -30.0*
structural concrete Y Prime Concrete: Note 2 ) Low VOC PVC BA
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-164. | steel or min. 2,500 psi Secmjrs.hield ! min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 5312 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -30.0*
structural concrete Prime Concrete: Note 2 : Low VOC PVC BA
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . . Y . . AccuTrac Plate
.1.5- .0.5- 1 per
SC-165. | steel or min. 2,500 psi 2’“" ISP? ITdChl Insulll?:a.(sje, SMm (;? IT;r;ISDe;;JrShIEId HD, Concrete: HD 14-10 Fastener, CD- pf ) Sure-Flex PVC or Sure-Flex PVC FRS / HydroBond -30.0*
structural concrete ecurshield, loose fal getirohie us 10 or HP Concrete Spike (1/4) with 4.0ft
AccuTrac Plate
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 | 1o 4 5 inch insulBase, Min. 0.5-inch SecurShield HD, | AccuTrac Plate 1per | Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE .
SC-166. | steel or min. 2,500 psi S Shield. | laid S Shield HD PI Concrete: HD 14-10 Fastener, CD- f2 HP / Low VOC PVC BA -30.0
structural concrete SCUrQISIINos ¢ ecurshie us 10 or HP Concrete Spike (1/4) with 4.0ft w
AccuTrac Plate
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-167. | steel or min. 2,500 psi SeCl,.lrS.hie|d ! Min. 0.625-inch DensDeck Prime | Insulation Fastening Plate 532 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -37.5*
structural concrete Concrete: Note 2 ) Low VOC PVC BA
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-168. | steel or min. 2,500 psi (Optional) One or more layers SECL;I’S.hie|d ! Note 2 ) gﬂl PVC BA or HydroBond WB or Sure-Flex KEE HP in | -37.5%*
structural concrete : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.25-inch SECUROCK Gypsum-| 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-169. | steel or min. 2,500 psi layers, any combination, loose Fiber Roof Board or min. 0.5-inch | Note 2 27 fe2 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -37.5%*
structural concrete laid EcoStorm VSH ' Low VOC PVC BA
Min. 22 ga. tvoe B. Grade 33 Min. 1.5-inch thick, one or more | Min. 0.25-inch SECUROCK Carlisle InsulBast with SecurF & 1 per
SC-170. - < B3, lype b, layers, any combination, loose Ultralight Coated Glass-Mat Roof arlisie Msughg, -1 Scurrey P Sure-Flex PVC / Low VOC PVC BA -37.5%
steel K Insulation Fastening Plate 2.7 ft?
laid Board
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase,
1 per - -
SC-171. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY | Min. 0.5-inch HP Recovery Board | Note 2 . : - i;;evsget’;f\égszgsg‘ge Flex PVCFRS /Aqua Base | o5 c.
structural concrete 3 or ACFoam Il bRt
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 ) ) . . . AccuTrac Plate
.1.5- .0.5- 1
SC-172. | steel or min. 2,500 psi 2’““ :;r? ITdChl InsullBa.(sje, SMm g: IT::ISDe:;JrShIeId HD, Concrete: HD 14-10 Fastener, CD- perz Sure-Flex PVC or Sure-Flex PVC FRS / HydroBond -45.0*
structural concrete ecurshield, loose fal ecurshie us 10 or HP Concrete Spike (1/4) with 2.9t
AccuTrac Plate
Steel: Carlisle InsulFast with
Min. 22 ga'., type B, G.rade 33 Min. 1.5-inch InsulBase, Min. 0.5-inch SecurShield HD, AccuTrac Plate 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex KEE
SC-173. | steel or min. 2,500 psi S Shield. | laid S Shield HD PI Concrete: HD 14-10 Fastener, CD- f2 HP / Low VOC PVC BA -45.0*
structural concrete ecurshield, loose fal ecurshie us 10 or HP Concrete Spike (1/4) with 291t
AccuTrac Plate
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-174. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Min. 0.5-inch SecurShield HD Plus | Note 2 4 gftz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
structural concrete 3 or ACFoam Il ’ Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with
1 per -
SC-175. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 4 (’;f R \Sl\l;ée Flex PVC / Low VOC PVC BA or HydroBond -45.0*
structural concrete laid Prime Concrete: Note 2 Oft
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
.0.25- 1 A
SC-176. | steel or min. 2,500 psi layers, any combination, loose m;nt Igof)? ér;Zr:dDEXcell FA Glass Note 2 ) ;:tz PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete laid : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
.0.5- DE 1 per .
SC-177. | steel or min. 2,500 psi layers, any combination, loose RMc:Zf gja'rr::h Xcell FA Glass Mat Note 2 4 gﬂz PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete laid : Low VOC PVC BA
SC-178 L\f::el zﬁ gma:r'] t\zlpseog’ GSirade 33 r:lz;sl'g:nccz::éci:;;gi oll;zwsc;re Min. 0.4375-inch DEXcell Cement Note 2 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex _45.0*
’ S0P vers Ry ! Roof Board 4.0 ft2 KEE HP in Low VOC PVC BA ’
structural concrete laid
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. e (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
Min. 22 ga. t B, Grade 80 : i - i .
n ga. ype s, r.a € One or more layers, any Min. 0.5-inch DEXcell FA Glass Matj Steel C.ar||5|e HP_X Fastener with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-179. | steel or min. 2,500 psi L X Insulation Fastening Plate -45.0
combination, loose laid Roof Board . 2.0 ft? PVC BA or HydroBond WB
structural concrete Concrete: Note 2
Min. 22 gaf type B, Grgde 80 One or more layers, any Min. 0.4375-inch DEXcell Cement Steel: Farlme HP_.X Fastenelguitn 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-180. | steel or min. 2,500 psi L . Insulation Fastening Plate -45.0
combination, loose laid Roof Board . 2.0 ft2 PVC BA
structural concrete Concrete: Note 2
Min. 1.5-inch thick, one or more
Min. 22 ga., type B, Grade 33 S Min 0.5-inch SECUROCK Ultralight | Carlisle InsulFast with SecurFast 1 per «
SC-181. steel ::?/;rs, any combination, loose Coated Glass-Mat Roof Board Insulation Fastening Plate 2012 Sure-Flex PVC / Low VOC PVC BA 45.0
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.625-inch SECUROCK 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-182. | steel or min. 2,500 psi layers, any combination, loose Gypsum-Fiber Roof Board or min. | Note 2 402 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete laid 0.5-inch EcoStorm VSH ’ Low VOC PVC BA
Min. 22 ga., type B, Grade 33 Min. 2-inch InsulBase or 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-183. | steel or min. 2,500 psi (Optional) One or more layers L Note 2 P PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
SecurShield 4.0 ft?
structural concrete Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per
SC-184. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 3260 Sure-Flex KEE HP in Low VOC PVC BA -45.0*
structural concrete laid Prime Concrete: Note 2 '
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
5- - 1 A
SC-185. | steel or min. 2,500 psi layers, any combination, loose N_Im 0.5-inch SECUROCK Gypsum Note 2 per PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
; Fiber Roof Board or EcoStorm VSH 3.2 ft?
structural concrete laid Low VOC PVC BA
Min. 22 ga., type B, Grade 33 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-186. | steel or min. 2,500 psi (Optional) One or more layers Min. 2-inch SecurShield Note 2 PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
3.2 ft?
structural concrete Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-187. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| min. 0.375-inch DensDeck ProFast | Note 2 ) gﬂz PVC BA or HydroBond WB or Sure-Flex KEE HP in -45.0*
structural concrete 3 or ACFoam Il Prime : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.25-inch SECUROCK Gypsum-| 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-188. | steel or min. 2,500 psi layers, any combination, loose Fiber Roof Board or min. 0.5-inch | Note 2 2.0 f2 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
structural concrete laid EcoStorm VSH : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase,
1 - - -
SC-189. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY| Min. 0.5-inch HP Recovery Board | Note 2 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex -45.0%
2.0 ft? KEE HP / Low VOC PVC BA
structural concrete 3 or ACFoam Il
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
Min. 22 ga., type B, Grade 33 . . Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
.1.5- - - 1 A
SC-190. | steel or min. 2,500 psi (Optional) One or more layers Min. 1.5-inch HP-N, HP-W, ENRGY Note 2 N, PVC BA or HydroBond WB or Sure-Flex KEE HP in | -45.0*
3 or ACFoam Il 2.0 ft?
structural concrete Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, Min. 0.25-inch DensDeck Prime or
1 per - -
SC-191. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY | min. 0.375-inch DensDeck ProFast | Note 2 [ Sure-Flex PVC or Sure-Flex PVCFRS / Aqua Base | ¢ o
) 1.6 ft? 120 Water Based BA
structural concrete 3 or ACFoam Il Prime

Min. 22 ga., type B, Grade 33

R . . . . . 1 per Sure-Flex PVC or Sure-Flex PVC FRS / Low VOC «
SC-192. | steel or min. 2,500 psi (Optional) One or more layers Min. 1-inch InsulBase, SecurShield | Note 2 202 PVC BA or HydroBond WB -45.0
structural concrete

Min. 22 ga., type B, Grade 33 . . Min. 0.25-inch DensDeck Prime or | Steel: Carlisle InsulFast with Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
K . Min. 1.5-inch InsulBase, ) . ) ) 1 per |
SC-193. | steel or min. 2,500 psi SecurShield min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 1.8 fe2 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -52.5
structural concrete ecurshie Prime Concrete: Note 2 81t Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase, Min. 0.5-inch DensDeck Prime or 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-194. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| min. 0.375-inch DensDeck ProFast | Note 2 1 gﬁz PVC BA or HydroBond WB or Sure-Flex KEE HP in -52.5
structural concrete 3 or ACFoam Il Prime : Low VOC PVC BA
5195 :g;l if Ej’m t;'pseog’ (iirade 33 | Min. 1.5-inch InsulBase, Min. 0.4375-inch DEXcell Cement | 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex 525
’ - &P SecurShield Roof Board 1.8 ft? KEE HP in Low VOC PVC BA ’

structural concrete
Min. 22 ga., type B, Grade 33

1

SC-196. | steel or min. 2,500 psi (Optional) One or more layers Min. 1.5-inch StormBase Note 2 1 gfetz Sure-Flex KEE HP in Low VOC PVC BA -52.5
structural concrete ’
Min. 22 ga., type B, Grade 33 . N . Steel: InsulFast with Insulation Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC

. 2- ) 1

SC-197. | steel or min. 2,500 psi (a(zptézréfﬂ,)ii:izr Ir:(‘:g: I':i‘:frs' sMelcnurzsr:Tech iQsulBase or Fastening Plate , S’i[z PVC BA or HydroBond WB or Sure-Flex KEE HP in |  -60.0
structural concrete v ! Concrete: Note 2 : Low VOC PVC BA
Min. 22 ga., type B, Grade 33 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC

SC-198. | steel or min. 2,500 psi (Optional) One or more layers Min. 2-inch SecurShield Note 2 P PVC BA or HydroBond WB or Sure-Flex KEE HP in -60.0

2.0 ft?
structural concrete Low VOC PVC BA
Min. 22 ga., type B, Grade 33 .
1 per Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond

SC-199. | steel or min. 2,500 psi (Optional) One or more layers Min. 1.5-inch StormBase Note 2 1 gﬁz V\l;ée ex or sure-riex in Hydrobon -60.0
structural concrete ’
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC

SC-200. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Min. 0.5-inch SecurShield HD Plus | Note 2 18 fe PVC BA or HydroBond WB or Sure-Flex KEE HP in -60.0
structural concrete 3 or ACFoam Il ’ Low VOC PVC BA
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
Min. 22 ga. t B, Grade 80 : i - i .
n ga. ype s, r.a € One or more layers, any Min. 0.5-inch DEXcell FA Glass Matj Steel C.ar||5|e HP_X Fastener with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-201. | steel or min. 2,500 psi L X Insulation Fastening Plate -60.0
combination, loose laid Roof Board . 1.3 ft? PVC BA or HydroBond WB
structural concrete Concrete: Note 2
Min. 22 gaf type B, Grgde 80 One or more layers, any Min. 0.4375-inch DEXcell Cement Steel: ;arlme HP_.X Fasteneiguith 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-202. | steel or min. 2,500 psi L . Insulation Fastening Plate -60.0
combination, loose laid Roof Board . 1.3 ft? PVC BA
structural concrete Concrete: Note 2
Min. 22 ga.., type B, G.rade 33 | Min. 1.5.—|nch InsulBase, Mln. 0.5-inch SECUROFK Gyp§um— 1 per Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond
SC-203. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Fiber Roof Board or min. 0.5-inch | Note 2 X -60.0
1.6 ft? WB or Sure-Flex KEE HP in Low VOC PVC BA
structural concrete 3 or ACFoam Il EcoStorm VSH
Min. 22 g2, type 8, Gfade 3 ) Min. 2-inch HP-N, HP-W, ENRGY 3 1 per Sure-Flex PVC or Sure-Flex PVC FRS in HydroBond
SC-204. | steel or min. 2,500 psi (Optional) One or more layers Note 2 -60.0
or ACFoam Il 1.6 ft? WB
structural concrete
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-205. | steel or min. 2,500 psi SectirS.hieId ! min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 1 8pft2 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -67.5
structural concrete Prime Concrete: Note 2 : Low VOC PVC BA
Min. 22 ga., type B, Grade 33
K . . . . 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex
SC-206. | steel or min. 2,500 psi (Optional) One or more layers Min. 1.5-inch StormBase Note 2 192 KEE HP / Low VOC PVC BA -67.5
structural concrete
Min. 22 ga., type B, Grade 33 Min. 2-inch InsulBase, SecurShield,
1 -Flex PV -Flex PVC FRS / Low V
SC-207. | steel or min. 2,500 psi (Optional) One or more layers HP-N, HP-W, ENRGY 3 or ACFoam | Note 2 1 é)fet'; IS)br(‘:eBAex C or Sure-Flex PVC FRS / Low VOC -67.5
structural concrete 1l :
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-208. | steel or min. 2,500 psi Secmjrs.hield ! min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate Lef PVC BA or HydroBond WB or Sure-Flex KEE HP in | -75.0
structural concrete Prime Concrete: Note 2 bt Low VOC PVC BA
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . .
Min. 0.5-inch SECUROCK - 1 -Flex PV -Flex KEE HP / Low VOC PV
SC-209. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Vn- 0-3-Inch SECUROCK Gypsum- 1\ per | Sure-Flex PVC or Sure-Flex /LowVOCPVC o) ¢
Fiber Roof Board or EcoStorm VSH 1.6 ft? BA
structural concrete 3 or ACFoam Il
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . . Steel: Carlisle InsulFast with
.0.5- - A X 1
$C-210. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGy| Min- 0-5-inch SECUROCK Gypsum- | ( \-1io, katening plate PET | Sure-Flex KEE HP in Low VOC PVC BA -82.5
Fiber Roof Board or EcoStorm VSH . 1.6 ft?
structural concrete 3 or ACFoam I Concrete: Note 2
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase,
1 - - -
SC-211. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| Min. 0.5-inch SecurShield HD Plus | Note 2 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex -112.5
1.3 ft2 KEE HP / Low VOC PVC BA
structural concrete 3 or ACFoam Il
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
Min. 22 ga., t B, Grade 80 Opti 1) Min. 1-inch | IB : i i
n ga. » IYPE 5, ra € (Op |on.-f1 ) Min. L-inch InsulBase, Min. 2-inch SecurShield HD Steel C.ar||5|e lnsylFaSt with 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex
SC-212. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY Composite Insulation Fastening Plate 130 KEE HP / Low VOC PVC BA -112.5
structural concrete 3 or ACFoam Il P Concrete: Note 2 '
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . .
. 0.5- - 1 per - -
SC-213. | steel or min. 2,500 psi SecurShield, HP-N, HP-w, ENRGy| M- 0:5-inch SECUROCK Gypsum-| \ . 5 | Sure-Flex PVC or Sure-Flex KEE HP /Low VOCPVCQ) ), ¢
Fiber Roof Board or EcoStorm VSH 1.0 ft? BA
structural concrete 3 or ACFoam Il
Min. 1.5-inch InsulBase
in. . . ’ i - H . . 1
sc214. Min. 22 ga., type B, Grade 33 SecurShield, HP-N, HP-W, ENRGY Min 0.5-inch SECUROCK Ultralight Carllsle' InsulFast .Wlth SecurFast per Sure-Flex PVC / Low VOC PVC BA 1125
steel Coated Glass-Mat Roof Board Insulation Fastening Plate 1.0 ft?
3 or ACFoam Il
Min. 22 ga., type B, Grade 80 | Min. 1.5-inch InsulBase, . . Steel: Carlisle InsulFast with
.0.5- - A X 1 - -
SC-215. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY| M1 0510 SECUROCK BYSUTh | 1o tion Fastening plate A b Flex PVC or Sure-Flex KEE HP /Low VOCPVQ) )1, 5
structural concrete 3 or ACFoam Il foer Root Board or costo Concrete: Note 2 .
Min. 22 ga., type B, Grade 33 | (Optional) Min. 1.5-inch
1 per - -
SC-216. | steel or min. 2,500 psi InsulBase, SecurShield, HP-N, HP-| Min. 2-inch SecurShield Note 2 1 (‘))ftz ;;re Flex PVC or Sure-Flex KEE HP / Low VOC PVC -112.5
structural concrete W, ENRGY 3 or ACFoam Il :
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC or Sure-Flex PVC FRS in Low VOC
SC-217. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 102 PVC BA or HydroBond WB or Sure-Flex KEE HP in | -127.5
structural concrete laid Prime Concrete: Note 2 : Low VOC PVC BA
Min. 22 ga.., type B, G.rade 3 (Optlonél) Min. 1-inch InsulBase, Min. 2-inch InsulBase or Steel: C.ar“5|e lnSL."FaSt with 1 per Sure-Flex PVC, Sure-Flex PVC FRS or Sure-Flex
SC-218. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY securShield Insulation Fastening Plate 1.0 2 KEE HP / Low VOC PVC BA -127.5
structural concrete 3 or ACFoam Il Concrete: Note 2 :
Min. 22 gé., type B, G.rade 80 (Optlonz?l) Min. 1-inch InsulBase, Min. 2.5-inch SecurShield HD Steel: (;arlisle InsgIFast with 1 per Sure-Flex PVC, Sure-Flex PVC ERS or Sure-Flex
SC-219. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY Composite Insulation Fastening Plate oy KEE HP / Low VOC PVC BA -150.0
structural concrete 3 or ACFoam Il P Concrete: Note 2 .
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or , X Y X
$C-220 teel in. 2.500 psi | binati | in. 0.375-inch DensDeck ProFast | Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0*
-220. | steel or min. 2, psi ayers, any combination, loose ml.n. .375-inch DensDeck ProFas ote 2.0 f2 Flexible FAST or Flexible FAST DT (RIBBON, -45.
structural concrete laid Prime )
12-inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FuLL BOND):
Sure-Flex PVC Fl BACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 | . _ . Min. 0.25-inch DensDeck Prime or | steel: Carlisle InsulFast with ure-rex GeCeBALY, Sure:T e
R . Min. 1.5-inch InsulBase, . . - . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-221. | steel or min. 2,500 psi K min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . . -30.0*
SecurShield . 3.2 ft? Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Prime Concrete: Note 2
HydroBond WB
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
Sure-Flex PVC Fl BACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 . . Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with g ex eece s Sure-riex
R . Min. 1.5-inch InsulBase, . i ) ) 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-222. | steel or min. 2,500 psi R min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate . . -30.0*
structural concrete SecurShield Prime Concrete: Note 2 5.3 ft? Flexible FAST or Flexible FAST DT (FULL) or
HydroBond WB
Steel: Carlisle InsulFast with _ g
Min. 22 ga., type B, Grade 33 . . Min. 0.5-inch SecurShield HD, AccuTrac Plate sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
K . Min. 1.5-inch InsulBase, . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-223. | steel or min. 2,500 psi . . SecurShield HD Plus or EcoStorm | Concrete: HD 14-10 Fastener, CD- . . -30.0*
SecurShield, loose laid . : 4.0 ft? Flexible FAST or Flexible FAST DT (FULL) or
structural concrete VSH 10 or HP Concrete Spike (1/4) with
AccuTrac Plate HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 ) ) Steel: Carlisle InsulFast with .
R . Min. 1.5-inch InsulBase, . . . - ) 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
-224. . ’ .0.625- Insulation Fast Plat _37.5%
3C-224 Z:feltorrzr'cnofc’fftz pst SecurShield Min. 0.625-inch DensDeck Prime | " Q4P "\ 53ft2 | Flexible FAST or Flexible FAST DT (FULL) or 372
uctu ' HydroBond WB
. Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-225 's\fclar;I ij rialr; t;'pseog, i:ade 33 (Optional) One or more layers Min. 1.5-inch InsulBase, Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 37.5%
I ol cc;néretep P 4 SecurShield 2.9f2 | Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
ot 's\f;zl if g t;'pseog’ (iirade 33 I':"Zr :gr:"ccr;::‘t')clr':a oo Chmor® | Min 0.25-inch SECUROCK Gypsum-| | Lper | FleeceBACK or Sure-Flex KEE HP FleeceBACK/ |
| etracturt cc;nc,retep Ia?d »any ' Fiber Roof Board 2.7f2 | Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., t B, Grade 33 ’
227, | stomior ot O o (Optional) One or more layers | Min- 1-inch InsulBase or Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK/ | . .
I e C(;nc'retep P v SecurShield 2.0 ft2 Flexible FAST o Flexible FAST DT (FULL) or :
HydroBond WB
. Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
228 ::';’;l iﬁ g t‘z’pseoﬁ' Gsirade 33 (Optional) One or more layers | Min- Ziinch InsulBase or Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0¢
I e C(;nc’retep P X SecurShield 4012 Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . . Min. 0.5-inch SecurShield HD, AccuTrac Plate Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R . Min. 1.5-inch InsulBase, . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-229. | steel or min. 2,500 psi R . SecurShield HD Plus or EcoStorm | Concrete: HD 14-10 Fastener, CD- . . -45.0*
SecurShield, loose laid ) ) 2.9 ft? Flexible FAST or Flexible FAST DT (FULL) or
structural concrete VSH 10 or HP Concrete Spike (1/4) with
AccuTrac Plate HydroBond WB
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. e (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . . . .
. . R Min. 0.5-inch SecurShield HD Plus 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / "
5¢-230. zifflflrr;'cnofcffi pst Ze;u;schF'zLdrﬂP'N’ HP-W, ENRGY|  Ecostorm VsH Note 2 4.0 22 Flexible FAST or Flexible FAST DT (FULL) or 450
HydroBond WB
-Flex PVC FI BACK -Flex PVC FR
Min. 22 ga., type B, Grade 33 | Min. 1-inch InsulBase, Min. 0.25-inch DensDeck Prime or 1 per IS::Jer:ceI:/)\(CK (Sr SE:?FIefK,EISEUI-:i FI::ceBi\CKS/
SC-231. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY| min. 0.375-inch DensDeck ProFast | Note 2 ) . X -45.0*
structural concrete 3 or ACFoam Il Prime 2.0ft Flexible FAST or Flexible FAST DT (FULL) or
HydroBond WB
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R . S . R - ) 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-232. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate ) Flexible FAST or Flexible FAST DT (FULL) -45.0*
structural concrete laid Prime Concrete: Note 2 4.0ft exible or Flexible or
HydroBond WB
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
233 :fg;l fj ﬁ:‘r; t‘z’pseog’ Gsirade 3 :\:'erlzr:nigrgsazgi olz)zlzre Min. 0.25-inch DEXcell FA Glass | 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0*
I e C(;nc’retep la?’d »any ' Mat Roof Board 2.7 ft2 Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sc23a :f;';l fj gmai'r; t‘z’pseoﬁ’ (;rade 3 :\:'Zr:zr:"ccr;:;fsa:gi olzjzge Min. 0.5-inch DEXcell FA Glass Matl \ 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 4s.0*
I e C(;nc’retep Ia?/d »any ' Roof Board 402 Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more . : Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 0.4375- DE Il 1
SC-235. | steel or min. 2,500 psi layers, any combination, loose RoIZf g:jrds ARG, TRl Cement Note 2 4 g(fetrz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0*
structural concrete laid ) Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga. type B, Grade 80 ) ) Steel: Carlisle HP-X Fastener with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R . One or more layers, any Min. 0.5-inch DEXcell FA Glass Mat| - ) 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-236. | steel or min. 2,500 psi L X Insulation Fastening Plate . ! -45.0
structural concrete combination, loose laid Roof Board Concrete: Note 2 2.0 ft2 Flexible FAST or Flexible FAST DT (FULL) or
HydroBond WB
Min. 22 ga. type B, Grade 80 . . Steel: Carlisle HP-X Fastener with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. 0. - X . 1
5C-237. | steel or min. 2,500 psi ?;n‘:;;:lgﬁ 'EV:SE'I;ZV gﬂgf‘;:j: inch DEXcell Cement | |\ - tion Fastening Plate , g':rz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -45.0
structural concrete . Concrete: Note 2 Oft Flexible FAST or Flexible FAST DT (FULL)
. ) - . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$C.238 zfcla; (25 lia”; t\zlpseog, GSirade 3 :\:IZ;:ETCCZ:&;?E;:Z?] olzg;(;re Min 0.25-inch SECUROCK Gypsum-| Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 45.0%
" etractur cc;nc'retep Iaiyd Y ' Fiber Roof Board 2.0f2 Flexible FAST or Flexible FAST DT (FULL) or :
HydroBond WB
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Roof Cover (Note 15)
No. e (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? (psf)
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
5c.239 zf(';;l fj g t;pseog' Gsirade 33 I'\:':_rslz r:”f;:r:‘k'f”':a o o | Min 0.5-inch SECUROCK Gypsum- | | Lper | FleeceBACK or Sure-Flex KEE HP FleeceBACK/ | .
’ o P y »any ! Fiber Roof Board 3.2 ft2 Flexible FAST or Flexible FAST DT (FULL) or '
structural concrete laid
HydroBond WB
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC240 :g;l if Ej’m t;'pseog’ (iirade 3 I'\:'Zr :g;“iﬁ:‘g:a ?.:,i "Iz)oms‘;re Min 0.625-inch SECUROCK Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 450+
: L2P0P Vers, any ' Gypsum-Fiber Roof Board 4012 Flexible FAST or Flexible FAST DT (FULL) or :
structural concrete laid
HydroBond WB
Min. 22 ga., type B, Grade 33 . . Min. 0.25-inch DensDeck Prime or | Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R . Min. 1.5-inch InsulBase, . . - ) 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-241. | steel or min. 2,500 psi ; min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate ) . -52.5
SecurShield ) 1.8 ft? Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Prime Concrete: Note 2
HydroBond WB
Min. 22 ga., type B, Grade 33 . . Min. 0.5-inch DensDeck Prime or Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
5C-242. | steel or min. 2.500 bsi Min. 1.5-inch InsulBase, min. 0.375-inch DensDeck ProFast | Note 2 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 525
’ o P SecurShield o 1.6 ft2 Flexible FAST or Flexible FAST DT (FULL) or '
structural concrete Prime
HydroBond WB
Min. 22 ga., type B, Grade 33 . . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. 1.5- . 0. - 1
5C-243. | steel or min. 2,500 psi gﬂelcnurlsr?i:;h InsulBase, 2’(')'2 fg:j: inch DEXcell Cement |\ .. 5 . ;?trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / 525
structural concrete ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga. tvpe B. Grade 33 steel: InsulF ith Insulati Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
o8 L ype 5, . (Optional) One or more layers, | Min. 2-inch InsulBase or teel: InsulFast with Insulation 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
SC-244. | steel or min. 2,500 psi L h 5 Fastening Plate A ) -60.0
any combination, loose laid SecurShield 2.0 ft? Flexible FAST or Flexible FAST DT (FULL) or
structural concrete Concrete: Note 2
HydroBond WB
Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 22 ga., type B, Grade 33 ’
R . . X ) . 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK /
-245. | .2 .2.0- ) . -60.
SC-245 ::erejctc;rrg?lcnonc,f;z psi (Optional) One or more layers Min. 2.0-inch SecurShield Note 2 2.0 ft2 Flexible FAST or Flexible FAST DT (FULL) or 60.0
HydroBond WB
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, , . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
Min. 0.5-inch hield HD PI 1 per
SC-246. | steel or min. 2,500 psi Securshield, HP-N, HP-W, ENRGY or';cgsio':; Vsse;urs teld HD PIus | \ote 2 . : wo | FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
structural concrete 3 or ACFoam Il ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga. tvpe B. Grade 80 Steel: Carlisle HPX Fast ith Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
sC-247 stee.l or lim yzpsoé i One or more layers, any Min. 0.5-inch DEXcell FA Glass Mat| |n:3|$nf>;|;aiten}ng ‘;Ta:gerw' 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
’ o P combination, loose laid Roof Board . 1.3 ft? Flexible FAST or Flexible FAST DT (FULL) or ’
structural concrete Concrete: Note 2
HydroBond WB
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1 Roof Cover (Note 15
No. {Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁ:::? {Note 15) (psf)
Min. 22 ga. type B, Grade 80 . . Steel: Carlisle HP-X Fastener with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
.0. - ; ) 1
SC-248. | steel or min. 2,500 psi ?;r:t::m;?;s 'ﬁ)y:s';'l;r:jy ngzfg::’rzs inch DEXcell Cement | |\ -tion Fastening Plate . 3":':2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
structural concrete ! Concrete: Note 2 Y Flexible FAST or Flexible FAST DT (FULL)
Steel: Carlisle InsulFast with
SecurFast Insulation Fastening
Min. 22 ga. B Min. 1.5-inch thick -Flex PVC FI BACK -Flex PVC FR
in ga. , type B, G.rade 33 in. 1.5-inch t IC_ g 0_ne Ormore |\ 5 95 inch SECUROCK Gypsum- Plate 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-249. | steel or min. 2,500 psi layers, any combination, loose Fiber Roof Board Concrete: HD 14-10 Fastener, CD- 1.0 ft2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -60.0
structural concrete laid 10 or HP Concrete Spike (1/4) with ’ FAST DT Flexible FAST or Flexible FAST DT (FULL) '
SecurFast Insulation Fastening
Plate
Min. 22 ga. tvoe B. Grade 33 Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
5c.250. | stou or rii'r; ;psoo’ . Min. 1.5-inch InsulBase, Min. 0.5-inch SECUROCK Gypsum-| 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / €0.0
’ T P SecurShield Fiber Roof Board 1.6 ft2 Flexible FAST or Flexible FAST DT (FULL) or ’
structural concrete
HydroBond WB
Min. 22 ga., type B, Grade 33 Min. 2.0-inch InsulBase 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-251. | steel or min. 2,500 psi (Optional) One or more layers SecL;rS.hieId ’ Note 2 Lefe FleeceBACK or Sure-Flex KEE HP FleeceBACK / -67.5
structural concrete ’ Flexible FAST or Flexible FAST DT (FULL)
-Flex PVC FleeceBACK, Sure-Flex PVC FR
Min. 22 ga., type B, Grade 33 . . Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
$C-252. | steel or min. 2.500 bsi Min. 1.5-inch InsulBase, min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 1 per FleeceBACK or Sure-Flex KEE HP FleeceBACK / 675
’ e P SecurShield L . 1.8 ft2 Flexible FAST or Flexible FAST DT (FULL) or '
structural concrete Prime Concrete: Note 2
HydroBond WB
Min. 22 ga., type B, Grade 33 Min. 1.5-inch InsulBase Min. 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-253. | steel or min. 2,500 psi SectjrS.hieId ’ min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 1 :ftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -75.0
structural concrete Prime Concrete: Note 2 : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-254. | steel or min. 2,500 psi layers, any combination, loose Min. 1.5-inch StormBase Note 2 192 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -75.0
structural concrete laid : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 ) . y - Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-255. | steel or min. 2,500 psi gﬂelcnurlsr?ierCh InsigiBase, m')r;r(;{(s)(;?;g:fdcu ROCK Gypsum Insulation Fastening Plate 1 é)fet'; FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
structural concrete Concrete: Note 2 : Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more 1per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-256. | steel or min. 2,500 psi layers, any combination, loose Min 15/32-inch plywood Note 2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -82.5
. 1.9 ft?
structural concrete laid Aqua Base 120 BA
Min. 22 ga., type B, Grade 33 . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
. 1.5- 1 per
SC-257. | steel or min. 2,500 psi fr?s‘fjtl'g::;) 'Sv'e'c“urls;;;h Min. 2-inch SecurShield Note 2 . g w | FleeceBACK or Sure-Flex KEE HP FleeceBACK/ | -112.5
structural concrete ! ’ Flexible FAST or Flexible FAST DT (FULL)
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
Deck (Note 1) Attach Roof Cover (Note 15)
b Note 13, Note 17 sf
No (Note 13, Note 17) Type Fastener (Note 2, Note 11) Neto 17 (psf)
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch InsulBase, . . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
.0.5- 1
SC-258. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY x'gcgsi;:;h\;e;“rsr"e'd HDPlus | \ote 2 . ;:'trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / 1125
structural concrete 3 or ACFoam Il ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 80 | (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
R . R Min. 2-inch SecurShield HD - : 1 per
SC-259. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY Composite Insulation Fastening Plate 13f02 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
structural concrete 3 or ACFoam Il P Concrete: Note 2 St Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 80 . ) . . Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-260. | steel or min. 2,500 psi gﬂet]ur:;r?ielrdm InsulBase, gtl)r;r(:?(s)(;?ggasfdcu ROCK Gypsum Insulation Fastening Plate 1 g:; FleeceBACK or Sure-Flex KEE HP FleeceBACK / -112.5
structural concrete Concrete: Note 2 ) Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more | Min 0.5-inch DensDeck Prime or | Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-261. | steel or min. 2,500 psi layers, any combination, loose min. 0.375-inch DensDeck ProFast | Insulation Fastening Plate 1.0 fe2 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -127.5
structural concrete laid Prime Concrete: Note 2 Oft Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 | (Optional) Min. 1-inch InsulBase, Min. 2-inch InsulBase or Steel: Carlisle InsulFast with 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-262. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY SECL.II’Shie|d Insulation Fastening Plate 1 gftz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -127.5
structural concrete 3 or ACFoam Il Concrete: Note 2 ’ Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 | Min. 1.5-inch thick, one or more 1 per Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
SC-263. | steel or min. 2,500 psi layers, any combination, loose Min. 1.5-inch StormBase Note 2 102 FleeceBACK or Sure-Flex KEE HP FleeceBACK / -135.0
structural concrete laid . Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 33 ) s . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
I | Min 2- hiel 1
SC-264. | steel or min. 2,500 psi gonpt;zr:b)“g:;sr |r:§5r: I:i\(/jers, SeTurSEZTdsfl(I;uéirLe (i;ite Note 2 1 g?trz FleeceBACK or Sure-Flex KEE HP FleeceBACK / -135.0
structural concrete v ! P . Flexible FAST or Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade . N . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
| | Min. 2-inch SecurShield HD 1 per ’
SC-265. | 33 steel or min. 2,500 psi gonptc'z':b)“g:;ﬁ' Ir:;’sr: I;‘(’frs’ L 'm ' . ! Note 2 . g o FleeceBACK or Sure-Flex KEE HP FleeceBACK / -150.0
structural concrete 4 ! omposite : Flexible FAST DT (FULL)
Min. 22 ga., type B, Grade 80 | (Optional) Min. 1-inch InsulBase, . . . Steel: Carlisle InsulFast with Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS
.2.5- ; ) 1
SC-266. | steel or min. 2,500 psi SecurShield, HP-N, HP-W, ENRGY x)lrr; ZoiitIECh Securshield HD Insulation Fastening Plate 1.0 Ff’;" FleeceBACK or Sure-Flex KEE HP FleeceBACK / -150.0
structural concrete 3 or ACFoam Il P Concrete: Note 2 . Flexible FAST or Flexible FAST DT (FULL)
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . Insulation Fastening Plate or
- ; 1 per
SC-267. | steel or min. 2,500 psi (Optlonal)' On.e % Ia}/ers, Min. 2.0-inch InsulBase RL SecurFast Insulation Fastening P Sure-Flex FleeceBACK RL -45.0%*
any combination, loose laid Pl 4.0 ft?
structural concrete ate
Concrete: Note 2
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TABLE 2e: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Base Insulation Layer MbP
yNo Deck (Note 1) (Note 13, Note 17;’ T - Attach Roof Cover (Note 15) o
. Note 13, ype astener (Note 2, Note 11) = (psf)
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . . Insulation Fastening Plate or
R . Min. 1.5-inch InsulBase, . . . . ) 1 per
SC-268. | steel or min. 2,500 psi SeI:urShiL:Tdc Io?)ss: I:ifje Min. 0.5-inch SecurShield HD RL SecurFast Insulation Fastening ) gftz Sure-Flex FleeceBACK RL -45.0*
structural concrete ! Plate Y
Concrete: Note 2
Steel: Carlisle InsulFast with
Min. 22 ga., type B, Grade 33 . Insulation Fastening Plate or
K . Optional) One or more layers, . . ) ) 1 per
SC-269. | steel or min. 2,500 psi (Opti ). . y Min. 2.0-inch InsulBase RL SecurFast Insulation Fastening P Sure-Flex FleeceBACK RL -75.0
any combination, loose laid 1.6 ft?
structural concrete 4 ! Plate ’
Concrete: Note 2

TABLE 2r:

STEEL DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE

:INDUCTION WELDED ROOF COVER

puddle welds 6” o.c.

layers, any combination.

RhinoBond Treadsafe Plate-PVC

(2 x 2 ft grid pattern)

RhinoBond tool per manufacturer’s instructions

System i Attachment MDP
¥ Deck (Note 1) T e Ly = Roof Cover (Note 158B)
No. (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
RHINOBOND SYSTEMS:
HP-X F Dekfast DF-#15-
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more asten.er or Dgast p 1 per 8.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with «
5¢-270. 80 steel layers, any combination PH3 and RhinoBonc Rigleqor (Note 17) RhinoBond tool per manufacturer’s instructions 45.0
yers, any RhinoBond Treadsafe Plate-PVC note 27 P
1 per 5.3 ft?
HP-X Fast Dekfast DF-#15-
Min. 22 ga., type B, Grade | Min. 1-inch thick, one or more .as engr R G (6 parts per 4 x 8 ft board) Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-271. T PH3 with RhinoBond Plate-PVC or ' . , . . -45.0
33 steel layers, any combination. Note A. ; Per FM Loss Prevention Data Sheet 1- 29; | RhinoBond tool per manufacturer’s instructions
— RhinoBond Treadsafe Plate-PVC Note B
"f‘“-l 27253-' Wpi‘ﬁ'ﬁ;"‘ﬂzf Min. Linch thick one or more HP-X Fastener or Dekfast DF-#15- 1 ver 4.0 2 Sure-Flex PVC (min. 60-mil) or Sure-Flex KEE HP (min. 60-
SC-272. stee ” span, ! ’ s PH3 with RhinoBond Plate-PVC or P o’ mil) induction welded with RhinoBond tool per -52.5
24,6” o.c. Side laps HILTI S- | layers, any combination. Note C. . (2 x 2 ft grid pattern) ) .
SLC 01 M HWH, 24” o.c. RhinoBond Treadsafe Plate-PVC manufacturer’s instructions
'\fin.l 27253', typzfél’GrajZISS Min. 1-inch thick. one or more HP-X Fastener or Dekfast DF-#15- 1 per 4.0 f2 Sure-Flex PVC (min. 60-mil) or Sure-Flex KEE HP (min. 60-
sc-273. | S¢ ” span, . puceie ’ T PH3 with RhinoBond Plate-PVC or P o’ mil) induction welded with RhinoBond tool per -52.5
welds, 6” o.c. Side laps ITW | |ayers, any combination. Note C. ) (2 x 2 ft grid pattern) e -
HWH #12 Teks 1, 24” o.c. RhinoBond Treadsafe Plate-PVC manufacturer’s instructions
1 per 4.0 ft?
HP-X Fast Dekfast DF-#15-
Min. 22 ga., type B, Grade | Min. 1-inch thick, one or more 'as engr orbextas (8 parts per 4 x 8 ft board) Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-274. W PH3 with RhinoBond Plate-PVC or i i , . X -52.5
33 steel layers, any combination. Note A. . Per FM Loss Prevention Data Sheet 1- 29; | RhinoBond tool per manufacturer’s instructions
- RhinoBond Treadsafe Plate-PVC Note B
Min. 22 ga., type B, Grade . . . HP-X Fastener or Dekfast DF-#15- > . . .
.1.5- N X 1 per 4.0 ft - - EE
5C-275. | 40 steel; 6 ft span; 5/8” Min. 1.5-inch thick, one or more PH3 with RhinoBond Plate-PVC or p Sure-Flex PVC or Sure-Flex KEE HP induction welded with 525
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TABLE 2F: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System i Attachment
U Deck (Note 1) LECEREEY? - Roof Cover (Note 15B) MDP.
No. (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
- - - 2
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more HP-X Fasten.er or Dekfast DF-#15 1per3.2ft Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-276. I PH3 and RhinoBond Plate -PVC or (10 parts per 4 x 8 ft board) . o . -52.5
33 steel layers, any combination. Note C. . . RhinoBond tool per manufacturer’s instructions
RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29
1 per 4.0 ft?
Min. 22 ga., type B, Grade | Min. 1-inch thick, one or more HP-X F.asten(.er or Dekfast DF-#15 (8 parts per 4 x 8 ft board) Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-277. - PH3 with RhinoBond Plate-PVC or R o . -60.0
80 steel layers, any combination. Note A. . Per FM Loss Prevention Data Sheet 1- 29; | RhinoBond tool per manufacturer’s instructions
— RhinoBond Treadsafe Plate-PVC 8.
. - - 5
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more HP-Xtra Fastene.r with RhinoBond Lpera.0ft Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-278. S Plate-PVC or RhinoBond Treadsafe (8 parts per 4 x 8 ft board) ] . } -67.5
33 steel layers, any combination. Note A. ) RhinoBond tool per manufacturer’s instructions
Plate-PVC 2 x 2 ft grid pattern
- . - 2
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more HP-X Fasten.er or Dekfast DF-#15 AV Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-279. S PH3 and RhinoBond Plate-PVC or (12 parts per 4 x 8 ft board) . . ) -67.5
33 steel layers, any combination. Note C. . ) RhinoBond tool per manufacturer’s instructions
RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29
- - 9 2
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more HPX Fasten.er or Dekfast DF-#15 1per20ft Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-280. o PH3 and RhinoBond Plate-PVC or (16 parts per 4 x 8 ft board) . o . -97.5
33 steel layers, any combination. Note C. . ) RhinoBond tool per manufacturer’s instructions
RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet 1-29
Min. 1.5-inch thick, one or more HP-X Fastener or Dekfast DF-#15-
Min. 22 ga. B o . X . . . -Flex PV -Flex KEE HP i i | ith
SC-281. 80";teel ga., type B, Grade layers, any combination, PH3 with RhinoBond Plate-PVC or 12-inch o.c. in rows max. 120-inch o.c. ;E::oBi)r(\d tgoolr Sel:rrianeu):‘acturer'lsr}::tcrt:;:i;ided wit -30.0
preliminarily attached RhinoBond Treadsafe Plate-PVC P
. Min. 1.5-inch thick, one or more HP-X Fastener or Dekfast DF-#15- . . .
SC-282. Min. 22 ga., type B, Grade layers, any combination, PH3 with RhinoBond Plate-PVC or 18-inch o.c. in rows max. 60-inch o.c. Sut.'e-FIex PVC or Sure-Flex KEE HP,In.dUCtlon. welded with -37.5
80 steel L . RhinoBond tool per manufacturer’s instructions
preliminarily attached RhinoBond Treadsafe Plate-PVC
Min. 1.5-inch thick, one or more HP-X Fastener or Dekfast DF-#15-
Min. 22 ga. B g N . . . -Flex PV -Flex KEE HP i i | ith
SC-283. 80";teel ga., type B, Grade layers, any combination, PH3 with RhinoBond Plate-PVC or 12-inch o.c. in rows max. 60-inch o.c. ;E::oBz);d tgocl)r Sel:rriani):‘acturer'lsr}:;jtcrt::::i;ided wit -52.5
preliminarily attached RhinoBond Treadsafe Plate-PVC P
. Min. 1.5-inch thick, one or more HP-X Fastener or Dekfast DF-#15- . . .
SC-284. Min. 22 ga., type B, Grade layers, any combination, PH3 with RhinoBond Plate-PVC or 6-inch o.c. in rows max. 120-inch o.c. Sut.'e-FIex PVC or Sure-Flex KEE HP,|n.duct|on. welded with -60.0
80 steel L . RhinoBond tool per manufacturer’s instructions
preliminarily attached RhinoBond Treadsafe Plate-PVC
Min. 1.5-inch thick, one or more HP-X Fastener or Dekfast DF-#15-
Min. 22 ga. B § -Flex PV -Flex KEE HP i i | ith
SC-285. 80";teelga +type B, Grade | | rs, any combination, PH3 with RhinoBond Plate-PVC or | 6-inch o.c. in rows max. 60-inch o.c. ;:::032’; g tgocl’r Z‘:r;ani’;acturer,'s”i:‘s‘:::i:i;ided With - 90,0
preliminarily attached RhinoBond Treadsafe Plate-PVC P
Notes: A. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs.
B. The plate/fastener combination offset 12 inch from adjacent rows.
C. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs and each row of insulation is staggered by 1 foot.
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TABLE 2F: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER
System Insulation Layer Attachment MDP
Deck (Note 1) Roof Cover (Note 158B)
No. (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
ISOWELD INDUCTION WELDING SYSTEMS:
Min. 22 ga., type B, Grade | One or more layers, any Pekfast DF-#15-PH3 W|th.CarI|s|e 1 per 6 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-286. A R X isoweld PVC Plate or SFS isoweld F1- K . o K -37.5
40 steel combination, min. 1.5-inch 2 x 3-ft grid, staggered SFS isoweld 3000 tool per manufacturer’s instructions
P-6.8-PVC Plate ’
Min. 22 ga., type B, Grade | One or more layers, any D?kfaSt D.F—#.12—PH3 or DF-#15-PH3 1 per 6 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SeiTs 80 steel combination, min. 1.5-inch with Carlisle isoweld PVC Plate or 2 x 3-ft grid, st d SFS isoweld 3000 tool per manufacturer’s instructions -37.5
- min- 2 SFS isoweld F1-P-6.8-PVC Plate X SILEN, SIEEIN P
Min. 22 ga., type B, Grade | One or more layers, any Pekfast DF-#15-PH3 W|th.CarI|s|e 1 per 4.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-288. L . . isoweld PVC Plate or SFS isoweld F1- X . , . K -52.5
40 steel combination, min. 1.5-inch 2 x 2-ft grid, staggered SFS isoweld 3000 tool per manufacturer’s instructions
P-6.8-PVC Plate !
Min. 22 ga., type B, Grade | One or more layers, any ngfast D.F—#.12—PH3 or DF-#15-PH3 1 per 4.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with
Seiks 80 steel combination, min. 1.5-inch with Carlisle isoweld PVC Plate or 2 x 2-ft grid, st d SFS isoweld 3000 tool per manufacturer’s instructions 525
- min- 2 SFS isoweld F1-P-6.8-PVC Plate X < THErc, staggere P
Dekfast DF-#15-PH ith lisl
Min. 22 ga., type B, Grade | One or more layers, any . exfast >-PH3 wit .Car e 1 per 3.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-290. N R X isoweld PVC Plate or SFS isoweld F1- . . . K -82.5
40 steel combination, min. 1.5-inch 1.5 x 2-ft grid, staggered SFS isoweld 3000 tool per manufacturer’s instructions
P-6.8-PVC Plate
Min. 22 ga., type B, Grade | One or more layers, any D?kfaSt D.F-#'12-PH3 RO 503 1 per 3.0 ft? Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-291. 80 steel combination, min. 1.5-inch with Carlisle Iyl TRERIQor 1.5 x 2-ft grid, st d SFS isoweld 3000 tool per manufacturer’s instructions 825
o min. & SFS isoweld F1-P-6.8-PVC Plate = X 277t grid, staggere P
Min. 22 ga., type B, Grade One o.r m.ore Iay.ers, any Pekfast DREINLH3 W|th.CarI|sIe . . . Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-292. combination, min. 1.5-inch, isoweld PVC Plate or SFS isoweld F1-{ 12-inch o.c. in rows max. 60-inch o.c. . L. K -45.0
40 steel N SFS isoweld 3000 tool per manufacturer’s instructions
preliminarily attached P-6.8-PVC Plate
. One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 . . .
SC-293. g/lc;:t:; ga., type B, Grade combination, min. 1.5-inch, with Carlisle isoweld PVC Plate or 12-inch o.c. in rows max. 60-inch o.c. 2%‘?52;);;\/3?0?05;3 Fl:rxr:i:;:c':udr:i,tg:s\;vrilgt?gnvs\”th -45.0
preliminarily attached SFS isoweld F1-P-6.8-PVC Plate P
| D DF-#12-PH DF-#15-PH
Min. 22 ga., type B, Grade One o.r m9re ay.ers, any ?kfaSt o 3 or >PH3 . . . Sure-Flex PVC or Sure-Flex KEE HP induction welded with
SC-294. 30 steel combination, min. 1.5-inch, with Carlisle isoweld PVC Plate or 6-inch o.c. in rows max. 60-inch o.c. SFS isoweld 3000 tool per manufacturer’s instructions -90.0
preliminarily attached SFS isoweld F1-P-6.8-PVC Plate P
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TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

st onLavey Roof Cover (Note 15A)
System Deck (Note 1 (Note 13, Note 17) MDP
No. Fastener Lap Width | Lap Spacing | Seam Weld | (psf)
Type Attach Membrane Fastener (Note 11) . . .
P e Spacing (inch o.c.) (inch) (inch o.c.) (inch)
Min. 22 ga., type B, Grade 80| Min. 1.5-inch, one or relim HP-X Fastener (steel only), HD 14-10 Fastener
SC-295. | steel or min. 2,500 psi more layers, any gttach. Sure-Flex PVC (concrete only) or CD-10 (concrete only) with 18 5.5 75.5 1.5 -30.0
structural concrete combination Piranha Plate
Min. 1.5-inch, one or
Min. 22 ga. B ! lim. Trufast #15 EHD Trufast 2.4” B
sc206, | Min-22g3. type B, Grade33| |\ e any | PIM™ | e Flex PVC rufast #15 EHD and Trufast N 18 5.5 75.5 15 -30.0
steel o attach Metal Seam Plate (14 Barb)
combination
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim :-Is::gIjnll:a)s:)ern:IrDalrll(ilpc;r?;s}::;a(ci)lit;ete
$C-297. | steel or min. 2,500 psi more layers,any | P'o'" | Sure-Flex PVC v r1eoq 18 5.5 75.5 15 -30.0
N attach only) or CD-10 (concrete only) with Piranha
structural concrete combination
Plate
i 22 g, e, a3 i 1 cnear R R e i
SC-298. | steel or min. 2,500 psi more layers, any p ’ Sure-Flex KEE HP v i R 12 5 115 15 -30.0
o attach only) or CD-10 (concrete only) with Piranha
structural concrete combination
Plate
.22, e  Grde 3 Wi s inh oneor R e R
SC-299. | steel or min. 2,500 psi more layers, any P " | Sure-Flex KEE HP v . 12 6 114 1.5 -30.0
o attach only) or CD-10 (concrete only) with Piranha
structural concrete combination
Plate
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Sure-Flex PVC or Sure- HP-X Fastener (steel only), HD 14-10 Fastener
SC-300. | steel or min. 2,500 psi more layers, any P : (concrete only) or CD-10 (concrete only) with 12 5.5 75.5 1.5 -37.5
o attach Flex PVC FleeceBACK ;
structural concrete combination Piranha Plate
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Sure-Flex PVC or Sure- Trufast #15 EHD (steel only) or Trufast #14
SC-301. | steel or min. 2,500 psi more layers, any P ) HD (concrete only) and Trufast 2.4” Barbed 12 5.5 75.5 1.5 -37.5
Lo attach Flex PVC FleeceBACK
structural concrete combination Metal Seam Plate (14 Barb)
Sure-Flex PVC, Sure-
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Flex PVC FleeceBACK, | HP-X Fastener (steel only), HD 14-10 Fastener
SC-302. | steel or min. 2,500 psi more layers, any P " | Sure-Flex KEE HP or (concrete only) or CD-10 (concrete only) with 6 5 115 1.5 -37.5
L attach .
structural concrete combination Sure-Flex KEE HP Piranha Plate
FleeceBACK
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Sure-Flex KEE HP or HP-X Fastener (steel only), HD 14-10 Fastener
SC-303. | steel or min. 2,500 psi more layers, any P " | Sure-Flex KEE HP (concrete only) or CD-10 (concrete only) with 6 6 114 1.5 -37.5
h Y attach .
structural concrete combination FleeceBACK Piranha Plate
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TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer
Roof Cover (Note 15A)
System DeckiN ) (Note 13, Note 17) v o MDP
eck (Note 1)
No. Fastener Lap Width | Lap Spacing | Seam Weld | (psf)
Type Attach Membrane Fastener (Note 11) . . .
P e Spacing (inch o.c.) (inch) (inch o.c.) (inch)
Min. 22 ga., type B, Grade 80| Min. 1.5-inch, one or relim HP-X Fastener (steel only), HD 14-10 Fastener
SC-304. | steel or min. 2,500 psi more layers, any gttach. Sure-Flex PVC (concrete only) or CD-10 (concrete only) with 12 5.5 75.5 1.5 -45.0
structural concrete combination Piranha Plate
. Min. 1.5-inch, one or . "
SC-305. Min. 22 ga., type B, Grade 80 more layers, any prelim. Sure-Flex PVC Trufast #15 EHD and Trufast 2.4” Barbed 12 55 755 15 -45.0
steel combination attach Metal Seam Plate (14 Barb)
. . . HP-Xtra Fastener and Piranha Xtra Plate
SC-306 's\fclar;I iﬁ rialr; t;'pseog, i:ade 33 mlor:éllf-;r:;h;:ne or prelim. | Sure-Flex PVC or Sure- | (steel only) or HD 14-10 Fastener (concrete 12 55 75.5 15 450
’ structural cc;néretep combinZtior; 4 attach Flex KEE HP only) or CD-10 (concrete only) with Piranha ’ ’ ’ '
Plate
Sure-Flex PVC, Sure-
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Flex PVC FleeceBACK, | HP-X Fastener (steel only), HD 14-10 Fastener
SC-307. | steel or min. 2,500 psi more layers, any gttach. Sure-Flex KEE HP or (concrete only) or CD-10 (concrete only) with 12 5.5 54.5 1.5 -45.0
structural concrete combination Sure-Flex KEE HP Piranha Plate
FleeceBACK
Min. 60-mil Sure-Flex
Min. 22 ga., type B, Grade 33 PVC, Sure-Flex PVC
steel, 7 ft span, HILTI X-HSN 24, | Min. 1-inch, one or relim Flee'ce::-\eCKf))t(' min HP-X Fastener (steel only), HD 14-10 Fastener
SC-308. | 6” o.c. Side laps HILTIS-SLCO1 | more layers, any P ! ; y (concrete only) or CD-10 (concrete only) with 6 5.5 114.5 1.5 -45.0
M HWH, 24” i L attach 50-mil Sure-Flex KEE '
, 24" 0.c.ormin. 2,500 | combination Piranha Plate
psi structural concrete HP, Sure-Flex KEE HP
FleeceBACK
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Sure-Flex KEE HP or HP-X Fastener (steel only), HD 14-10 Fastener
SC-309. | steel or min. 2,500 psi more layers, any gttach- Sure-Flex KEE HP (concrete only) or CD-10 (concrete only) and 6 6 114 1.5 -45.0
structural concrete combination FleeceBACK Dekfast PLT-02-3/4-12B
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or o&im Sure-Flex PVC or Sure- HP-X Fastener (steel only), HD 14-10 Fastener
SC-310. | steel or min. 2,500 psi more layers, any ) (concrete only) or CD-10 (concrete only) with 12 5.5 35.5 1.5 -52.5
structural concrete combination attach FIENGNC FleeceBACK Piranha Plate
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or relim Sure-Flex PVC or Sure- Trufast #15 EHD (steel only) or Trufast #14
SC-311. | steel or min. 2,500 psi more layers, any gttach- Flex PVC FleeceBACK HD (concrete only) and Trufast 2.4” Barbed 12 5.5 35.5 1.5 -52.5
structural concrete combination Metal Seam Plate (14 Barb)
Min. 22 ga., type B, Grade 33| Min. 1-inch, one or relim ISZIL:areec_ZE:CPIQ/Er Sure- HP-X Fastener (steel only), HD 14-10 Fastener
SC-312. | steel or min. 2,500 psi more layers, any gttach. Flex KEE HP (concrete only) or CD-10 (concrete only) with 6 5.5 114.5 1.5 -52.5
structural concrete combination FleeceBACK Piranha Plate
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TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

Insulation Layer
System Dok inore (Note 13, Note 17) Roof Cover (Note 15A) VDP
No. Fastener Lap Width | Lap Spacing | Seam Weld | (psf)
Type Attach Membrane Fastener (Note 11) Spacing (inch 0.c.) (inch) (inch o.c.) (inch)
Min. 1.5-inch, one or Sure-Flex PVC, Sure-
Min. 22 ga., type B, Grade 33| more layers, any L Flex PVC FleeceBACK, | HP-X Fastener (steel only), HD 14-10 Fastener
SC-313. | steel or min. 2,500 psi :2:23?{2‘:;5;&?;1\/ Iaoigse Sure-Flex KEE HP or (concrete only) or CD-10 (concrete only) with 6 5.5 75.5 1.5 -52.5
structural concrete 3/8-inch Insulfoam R- Sure-Flex KEE HP Piranha Plate
Tech EPS or Fan-Fold FleeceBACK
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or . Trufast #15 EHD (steel only) or Trufast #14
SC-314. | steel or min. 2,500 psi more layers, any prelim. | Sure-Flex PVC or Sure- HD (concrete only) and Trufast 2.4” Barbed 6 5.5 75.5 1.5 -52.5
structural concrete combination attach Flex PVC FleeceBACK Metal Seam Plate (14 Barb)
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or . HP-X Fastener (steel only), HD 14-10 Fastener
SC-315. | steel or min. 2,500 psi more layers, any prelim. | Sure-Flex PVC or Sure- (concrete only) or CD-10 (concrete only) with 12 5.5 35 1.5 -60.0
structural concrete combination attach Flex PVC FleeceBACK Piranha Plate
Min. 22 ga., type B, Grade 33
steel, 7 ft span, 5/8” puddle Min. 1-inch, one or i Min. 60-mil Sure-Flex | HP-X Fastener (steel only), HD 14-10 Fastener
SC-316. | welds, 6” o.c. Side laps ITW more layers, any prefim. PVC or min. 50-mil (concrete only) or CD-10 (concrete only) with 6 5.5 114.5 1.5 -60.0
HWH #12 Teks 1, 2|4" o.c. or min.| combination attach Sure-Flex KEE HP Piranha Plate
2,500 psi structural concrete
ls\fclar;.I-Z:fias;?rlfz/Bs’"G;igZIio Min. 1.5-inch, one or prelim. Min. 60-mil Sure-Flex | HP-X Fastener(steel only), HD 14-10 Fastener
SC-317. weld,s 6" o.c. o,r min. 2500 more layers, any attach PVC or min. 50-mil (concrete only) or CD-10 (concrete only) with 6 5.5 114.5 15 -60.0
psi structural concrete’ combination Sure-Flex KEE HP Piranha Plate
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or . HP-X Fastener (steel only), HD 14-10 Fastener
SC-318. | steel or min. 2,500 psi more layers, any prelim. | SuggFlex PRQOr Sy (concrete only) or CD-10 (concrete only) with 6 5.5 75.5 1.5 -60.0
structural concrete combination attach FIR: PVC FleectRQCK Piranha Plate
Sure-Flex PVC, Sure-
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or . Flex PVC FleeceBACK, | HP-X Fastener (steel only), HD 14-10 Fastener
SC-319. | steel or min. 2,500 psi more layers, any prelim. Sure-Flex KEE HP or (concrete only) or CD-10 (concrete only) with 6 5.5 54.5 15 -67.5
structural concrete combination oy Sure-Flex KEE HP Piranha Plate
FleeceBACK
Min. 60-mil Sure-Flex
Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or . PVC, Sure-Flex PVC HP-X Fastener (steel only), HD 14-10 Fastener
SC-320. | steel or min. 2,500 psi more layers, any prelim. FleeceBACK, Sure-Flex | (concrete only) or CD-10 (concrete only) with 6 5.5 54.5 1.5 -75.0
structural concrete combination grach KEE HP or Sure-Flex Piranha Plate
KEE HP FleeceBACK
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NEmMO | etc.e

TABLE 2G: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer

System ek oo (Note 13, Note 17) Roof Cover (Note 15A) o
eck (Note 1)
No. Fastener Lap Width | Lap Spacing Seam Weld | (psf)
Type Attach Membrane Fastener (Note 11) . . q
P e Spacing (inch o.c.) (inch) (inch o.c.) (inch)

Sure-Flex PVC, Sure-

Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or Flex PVC FleeceBACK, | HP-X Fastener (steel only), HD 14-10 Fastener

lim.
SC-321. | steel or min. 2,500 psi more layers, any gtrfalcrl: Sure-Flex KEE HP or (concrete only) or CD-10 (concrete only) with 6 5.5 35 1.5 -82.5
structural concrete combination Sure-Flex KEE HP Piranha Plate
FleeceBACK

Min. 22 ga., type B, Grade 33| Min. 1.5-inch, one or Trufast #15 EHD (steel only) or Trufast #14

prelim. | Sure-Flex PVC or Sure-

SC-322. | steel or min. 2,500 psi more layers, any HD (concrete only) and Trufast 2.4” Barbed 6 5.5 35.5 1.5 -82.5
structural concrete combination attach Flex PVC FleeceBACK Metal Seam Plate (14 Barb)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati sf
ote Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
BAREBACK APPLICATIONS:
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or CAV-GRIP PVC
C-1. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT inch Insulfoam |1, 11, IX, VIII, XIV or XV followed | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -157.5
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON)
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or CAV-GRIP PVC
C-2 structural Min. 1.5-inch InsulBase, SecurShield | Flexible FAST DT inch Insulfoam |1, 11, IX, VIII, XIV or XV followed | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -225.0
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or CAV-GRIP PVC
C-3. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON)
Min. 2,500 psi M|n._1.5—|r.1ch InsulBase, SecurShield Flexible FAST !nsulat.lon: (Optional) Additional layer(s) base Flexible FAST CAV-GRIP PVC
C-4. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, (RIBBON) insulation (RIBBON) Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -315.0
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi Mln..1.5-|r.10h InsulBase, SecurShield Flexible FAST DT !nsulat!on: (Optional) Additional layer(s) base Flexible FAST DT CAV-GRIP PVC
C-5. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, (RIBBON) insulation (RIBBON) Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -277.5
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base .
C-6. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, ::ILTJXIIE)le FASTDT insulation (FFIEXIIE)Ie FASTDT Sure-Flex PVC or Sure-Flex PVC FRS 22:;25': pvc -315.0
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
ion: ional) Additional |
Min. 2,500 psi Flexible FAST or 7:::3::::8: (Optional) Additional layer(s) base Flexible FAST or CAV-GRIP PVC
C-7. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS . -157.5
Coverboard: Min. 0.25-inch DEXcell FA Glass Adhesive
concrete (RIBBON) _— (RIBBON)
Mat Roof Board
) A ) . Insulation: (Optional) Additional layer(s) base
C-8 's\fllzctztfe?lo > c'\)/:lrl:/.li:rl{sil—?r\C(r:]hlll’::Lljllaf{:faen"\sleTlurlf(hl\?lll(;I FICkgle 5% insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS CAV-GRIP PVC 315.0
’ : f 7 (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass | (RIBBON) Adhesive '
concrete XIV or XV —
Mat Roof Board
. do . . Insulation: (Optional) Additional layer(s) base
C-9 L\fllzctztlfa?lo > ZIrI:/.Iii.Sll—?rf?hlrl.'l::tljiisaer;wslei:lurlf(hl\?lllclj Ngilge FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS CAV-GRIP PVC -277.5
: P 77 L (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass | (RIBBON) Adhesive '
concrete XIV or XV —_
Mat Roof Board
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
Sys. No Deck Attach Attach MDP
- No. ac ac A
(Note 1) (psf)
ote Type S Type N Membrane Application
. A . . Insulation: (Optional) Additional layer(s) base
c-10 er'ﬂcfufgo > xlrl\]/'niisil-?::hlTrf:lljﬁ‘?:zer’nieiurlihl\zlﬁ Flexible FASTDT | insulation Flexible PASTRT Sure-Flex PVC or Sure-Flex PVC FRs | CAVSRIPPVC ) 3150
: : P T (FULL) Coverboard: Min. 0.25-inch DEXcell FA Glass | (FULL) Adhesive '
concrete XIV or XV
Mat Roof Board
Min. 2,500 psi| Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or :::E:ﬁ (Optional) Additional layer(s) base | ¢\ )0 easT o CAV-GRIP PVC
C-11. | structural or Min. 1-inch Insulfoam |, II, IX, VIII, | Flexible FAST DT . . Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS K -112.5
Coverboard: Min. 0.25-inch SECUROCK Adhesive
concrete XIV or XV (RIBBON) —_— (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi Flexible FAST or :::S:ﬂ (Optional) Additional layer(s) base | 1o e e paT or CAV-GRIP PVC
C-12. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . . Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS R -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Adhesive
SecurShield HD Plus
. . ) R . Insulation: (Optional) Additional layer(s) base
c13 erlzctzufgo > (szztjlr.;l?cls)k'jw c;:njlrsmlfcu:clr?sl:lsia;:jam Flexible FAST insulation Flexible FAST Sure-Flex PVC or Sure-Flex PvC FRs | CAVORIPPVC ) 5975
’ ) (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Adhesive '
concrete 1, 1, 1X, VI, XIV or XV - .
SecurShield HD Plus
. . . . . Insulation: (Optional) Additional layer(s) base
c-14 ::IrI:ctzuE:IO > (szg:r.;ﬁe)ly c;:l\;lr‘r:lfcu:clrﬁ:lsiel‘:jam Flexible FASTDT | insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PvC FRs | CAVERIPPVC ) 5005
’ ) (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Adhesive '
concrete 1, 1, IX, VI, XIV or XV o %
SecurShield HD Plus
) . . R R Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch InsulBase, | ¢\ 10 eastpr | insulation Flexible FAST DT CAV-GRIP PVC
C-15. | structural SecurShield or Min. 1-inch Insulfoam . . . Sure-Flex PVC or Sure-Flex PVC FRS K -397.5
(FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) Adhesive
concrete 1, 11, IX, VIII, XIV or XV — e
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or CAV-GRIP PVC
C-16. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or CAV-GRIP PVC
C-17. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -397.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
SecurShield HD Plus
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type (Notes 6,7,8) Type (Notes 6,7,8) Membrane Application
Min. 2,500 psi ) Insulation: Min. 1.6-inch Kingspan “Optim-R” )
C-18. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT | )\ erboard: Min. 0.5-inch Securshield HD, | cX2€ FAST DT Sure-Flex PVC or Sure-Flex PvC FRs | CAVERIPPVC ) 1575
(RIBBON) - . (RIBBON) Adhesive
concrete SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-19. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT | =0 erboard: Min. 0.5-inch Securshield Hp, | - <XiPle FAST DT Sure-Flex PVC or Sure-Flex PVC FRs | CAVCRIPPVC ) 5975
(FULL) - (FULL) Adhesive
concrete SecurShield HD Plus
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or CAV-GRIP PVC
C-20. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optlone.xl) Min. 1..5-|nc.h InsulBase, Flexible FAST !nsulat!on: (Optional) Additional layer(s) base Flexible FAST CAV-GRIP PVC
C-21. | structural SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -352.5
concrete 1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i Insulation: ional) Additional |
Min. 2,500 psi (Opt|on:i1l) Min 1.5 mc.h InsulBase, Flexible FAST DT .nsu at.lon (Optional) Additional layer(s) base Flexible FAST DT CAV-GRIP PVC
C-22. | structural SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -277.5
concrete 1, 1, 1X, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optlone'xl) Min. 1'.5-|nc.h InsulBase, Flexible FAST DT !nsulat!on: (Optional) Additional layer(s) base Flexible FAST DT CAV-GRIP PVC
C-23. | structural SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -352.5
concrete 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Mggljon: (Opgon3l) Min. 1.5-inch Flexible FAST or
. R X SecurShield or Min. 1-inch Insulfoam |, 11, IX, . CAV-GRIP PVC
C-24. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS K -202.5
VIII, XIV or XV Adhesive
concrete (RIBBON) . . (RIBBON)
Coverboard: Min. 0.5-inch EcoStorm VSH
. . . Insulation: (Optional) Min. 1.5-inch .
Min. 2,500 psi . . Flex!ble PR A SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flex!ble FAST or CAV-GRIP PVC
C-25. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS . -352.5
. VIII, XIV or XV Adhesive
concrete (RIBBON, 6-inch o.c.) . . (FULL)
Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or CAV-GRIP PVC
C-26. | structural Min. 0.5-inch EcoStorm VSH Flexible FAST DT None N/A Sure-Flex PVC or Sure-Flex PVC FRS K -495.0
Adhesive
concrete (FULL)
Insulation: (Optional) Additional | b
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase, | Flexible FASTor | 72°% 2% (Optional) Additionallayer(s) base | ¢\, e past o CAV-GRIP PVC
C-27. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT c board: Min. 2-inch S Shield HD Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -112.5
concrete 1, 11, 1X, VIIL, XIV or XV (RIBBON) %' in. 2-inch Securshie (RIBBON)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati sf
ote Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
Insulation: (Optional) Min. 0.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or CAV-GRIP PVC
C-28. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS Adhesive -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD (RIBBON)
Composite
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or
C-29. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT inch Insulfoam |1, 11, IX, VIII, XIV or XV followed | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -60.0
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-30. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -60.0
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON)
Min. 2,500 psi Flexible FAST or ::Z’E:ﬁ: (Optional) Additionallayer(s) base | ¢\ 10 st o
C-31. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB -60.0
concrete (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass (RIBBON)
Mat Roof Board
Insulation: ional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or %égm’iﬁa 1)_in'cr;] Inssull?(:am | x| Flexible FAST or
C-32. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIIL XIV or XV ’ """ | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -180.0
RIBBON ! y RIBBON
concrete ( ON) Coverboard: Min. 7/16-inch APA rated OSB ( ON)
| ion: ional) Additional |
Min. 2,500 psi Flexible FAST or i::ﬁ:ﬁ (Optional) Additional layer(s) base Flexible FAST or
C-33. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . . Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus
Insulation: ional) Additional |
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST % (Optional) Additional layer(s) base Flexible FAST
-34. | hiel Min. 1-inch Insulfi - - -397.
C-34. | structura SecurShield or Min. 1-inch Insulfoam (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB 397.5
concrete 1, 1, IX, VI, XIV or XV -
SecurShield HD Plus
Insulation: ional) Additional |
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, | gy 10 agr pr |::E|:::22 (Optional) Addtenallayer(s) base Flexible FAST DT
C-35. | structural SecurShield or Min. 1-inch Insulfoam . ) . Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -277.5
(RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
concrete 1, 11, IX, VIII, XIV or XV - .
SecurShield HD Plus
Insulation: (Optional) Additional | b
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST DT m (Optional) itional layer(s) base Flexible FAST DT
C-36. | structural SecurShield or Min. 1-inch Insulfoam . ) . Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -397.5
(FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
concrete 1, 11, 1X, VIII, XIV or XV - el 4
SecurShield HD Plus
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Sve. N Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
i (Note 1) Type N::Sa:'; 8 Type N:?::: 8 Membrane Application (psf)
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or
C-37. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, II, IX, Flexible FAST or
C-38. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -397.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-39. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT 1 erboard: Min. 0.5-inch SecurShield HD, | T eXible FASTDT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -127.5
(RIBBON) N (RIBBON)
concrete SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-40. | structural Min. 0.5-inch SecurShield HD ::;EXIIE)'e FASTDT Coverboard: Min. 0.5-inch SecurShield HD, (FFIEXIIE)Ie FASTDT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -397.5
concrete SecurShield HD Plus
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-41. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-42. | structural SecurShield or Min. 1-inch Insulfoam (FILT;:):NF)AST insulation (F:;go(I:’eNF)AST Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -352.5
concrete 1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-43. | structural SecurShield or Min. 1-inch Insulfoam fé?;:’geNiAST R insulation (F;T;g)éeNl;AST bt Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -277.5
concrete 1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . Insulation: (Optional) Additional layer(s) base .
C-44. | structural SecurShield or Min. 1-inch Insulfoam {;EXCE;E FASTIRg insulation ::;EXIIE)IE FASTDT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -352.5
concrete 1, 1, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST o 7lsr:culjfst;32|d(2f:\fl:al1)m |1nssul|?cf:m |1 x | Flexible FAST or
C-45. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIIL XIV or XV ' """ | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -202.5
concrete (RIBBON) ! . . (RIBBON)
Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type S Type N Membrane Application
Min. 2,500 psi Flexible FAST or gﬂﬁlégfm:a'}?:g |1nssu||?cf:m 1| Flexible FAST or
C-46. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIIL XIV or XV ' """ | Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -352.5
concrete (RIBBON, 6-inch o.c.) ! . . (FULL)
Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-47. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-48. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -180.0
concrete 1, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase, | Flexible FAST or ::zﬂ:ﬁ (Optional) Additional layer(s) base | ¢\ .o easT o
C-49. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT Coverboard: Min. 2-inch SecurShield HD Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -112.5
concrete 1, 11, IX, VIII, XIV or XV (RIBBON) —_— : (RIBBON)
Composite
Insulation: (Optional) Min. 0.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or
C-50. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD (RIBBON)
Composite
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or
C-51. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT inch Insulfoam |, 11, IX, VIII, XIV or XV followed | Flexible FAST DT :E:z-:z:zz i:g,HS:re-Flex PVCFRS or Low VOC PVC BA| -157.5
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON)
Min. 2,500 psi Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or
C-52. | structural | Min. 1.5-inch InsulBase, SecurShield | Flexible FAST DT | inch Insulfoam 1, II, IX, VIIl, XIV or XV followed | Flexible FAST DT :z::z:z Py e Flex PVCFRS or | | 0w voc Pvc BA| -225.0
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-53. | structural | Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT :z::z:z ?E/E’Hs:'e’”ex PVCFRS or| L ow voc pvc BA| -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON)
Min. 2,500 psi Mln.'1.5-|r.10h InsulBase, SecurShield Flexible FAST !nsulat!on: (Optional) Additional layer(s) base Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or
C-54. | structural or Min. 1-inch Insulfoam |, II, 1X, VIII, (RIBBON) insulation (RIBBON) Sure-Flex KEE HP Low VOC PVCBA| -315.0
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
in. i Min. 1.5-i i Insulation: (Optional) Additional | b
Min. 2,500 psi| Min '1 5 |r.1ch InsulBase, SecurShield Flexible FAST DT .nsu a .|on (Optional) itional layer(s) base Flexible FAST DT Sure-Flex PVC, Sure-Flex PVC FRS or
C-55. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, (RIBBON) insulation (RIBBON) Sure-Flex KEE HP Low VOC PVC BA| -277.5
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type S Type N Membrane Application
Min. 2,500 psi Mln..1.5-|r.1ch InsulBase, SecurShield Flexible FAST DT !nsulat!on: (Optional) Additional layer(s) base Flexible FAST-DT Sure-Flex PVC, Sure-Flex PVC FRS or
C-56. | structural or Min. 1-inch Insulfoam I, Il, IX, VIII, (FULL) insulation (FULL) Sure-Flex KEE HP Low VOC PVC BA| -315.0
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Flexible FAST or insulation Flexible FAST or
C-57. | structural | Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | Coverboard: Min. 0.25-inch DEXcell FA Glass | Flexible FAST DT :3:222 E\E/:’Hs;re Flex PVCERS or| | ow voc Pvc BA| -157.5
concrete (RIBBON) Mat Roof Board or 0.4375-inch DEXcell (RIBBON)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . insulation .
C-58. | structural | or Min. 1-inch Insulfoam I, II, IX, VIII, (FFLEI’Q:’C')ENF)AST Coverboard: Min. 0.25-inch DEXcell FA Glass (FFLT;'Bt’C')eNF)AST :3:222 E\E/EC’HS;re'F'ex PVCFRS ol | ow voc pvc BA| -315.0
concrete XIV or XV Mat Roof Board or 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . insulation .
€-59. | structural | or Min. 1-inch Insulfoam I, II, IX, VIII, (FFLEI’Q:’C')ENF)AST DT | Coverboard: Min. 0.25-inch DEXcell FA Glass (FFLT;'Bt’C')eNF)AST bt :3:222 E\E/EC’HS;re'F'ex PVCFRS ol | ow voc pvc BA| -277.5
concrete XIV or XV Mat Roof Board or 0.4375-inch DEXcell
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . insulation .
C-60. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, ::;EXIIE)'e FASTDT Coverboard: Min. 0.25-inch DEXcell FA Glass (FFIEXIIE)Ie FASTDT 23::23 i:E,HS:re—Flex PVCFRS or Low VOCPVCBA| -315.0
concrete XIV or XV Mat Roof Board or 0.4375-inch DEXcell
Cement Roof Board
Min. 2,500 psi| Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or ::Z’L’:ﬁ: (Optional) Additional layer(s) base | i1 eacT or Sure-Flex PUC. SureFlex PVC FRS or
C-61. | structural or Min. 1-inch Insulfoam I, Il, IX, VIII, | Flexible FAST DT . . Flexible FAST DT ! Low VOC PVCBA| -112.5
Coverboard: Min. 0.25-inch SECUROCK Sure-Flex KEE HP
concrete XIV or XV (RIBBON) - (RIBBON)
Gypsum-Fiber Roof Board
) A ) . Insulation: (Optional) Additional layer(s) base
c-62 's\f:EthL;Ee?lo pst c'\,/:lr&ia.sil_?:?hlTs:&iize,;je;u:;hl\zlﬁ Flexible FAST insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or Low VOC PVC BA| -67.5
’ concrete XIV or i(V P T 1 (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) Sure-Flex KEE HP ’
Ultralight Coated Glass-Mat Roof Board
ion: i in. 1.5-i B.
Min. 2,500 psi Flexible FAST or ISZSCUJ?;;:ZI;?)S:\I/IC?:aII)-xLl Infull?(fg;nlslill Ia)(se, Flexible FAST or Sure-Flex PVC, Sure-Flex PVC FRS or
C-63. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIIL XIV or XV ' """ | Flexible FAST DT Sure-Flex KEE'HP Low VOC PVC BA| -180.0
BB ’ BB :
concrete (RIBBON) Coverboard: Min. 7/16-inch APA rated OSB (RIBBON)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type S Type N Membrane Application
Min. 2,500 psi Flexible FAST or :::S:ﬁ (Optinal) Addenal 2ver) 2222 | Feble FaST or Sure-Flex PVC, Sure-Flex PVC FRS or
C-64. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . . Flexible FAST DT ’ Low VOC PVC BA| -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Sure-Flex KEE HP
SecurShield HD Plus
. . . . . Insulation: (Optional) Additional layer(s) base
65 's\fr'zctzufgo Pl (Szzi'ros’;?gléwc':dliTf:!ﬁ:'ﬁ::am Flexible FAST insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVCFRSor| |\ - oo | oo
’ ’ (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Sure-Flex KEE HP '
concrete 1, 1, 1X, VI, XIV or XV - .
SecurShield HD Plus
) . ) . . Insulation: (Optional) Additional layer(s) base
66 gfr'zctzu':’flo psi (Szgi'gﬁgm':l\;:Tﬁ:!;i:gﬁ:ﬁam Flexible FASTDT | insulation Flexible FAST DT Sure-Flex PVC, Sure-Flex PVCFRS or| | o |
’ ’ (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Sure-Flex KEE HP '
concrete 1, 1, 1X, VI, XIV or XV - .
SecurShield HD Plus
. . ) R . Insulation: (Optional) Additional layer(s) base
67 gfr':dzu':’flo psi (Szgi'r"s';l)k'jw;:'\:l:':f:!;i:gﬁ:ﬁam Flexible FASTDT | insulation Flexible FAST DT Sure-Flex PVC, Sure-Flex PVCFRS or || - o | oo
’ ) (FULL) Coverboard: Min. 0.5-inch SecurShield HD, (FULL) Sure-Flex KEE HP '
concrete 1, 1, 1X, VI, XIV or XV - .
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or
C-68. | structural | Min. 2-inch ChannelDry EPS Flexible FAST DT | VI, XIV or XV Flexible FAST DT 23223 ?E/E’Hs:'e’”ex PVCFRS orl | owvoc pvc BA| -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or
’ Sure-Flex PVC, Sure-Flex PVC FRS
C-69. | structural | Min. 2-inch ChannelDry EPS Flexible FAST DT | VIII, XIV or XV Flexible FAST DT sﬂi.miﬁ KEE'H:re ex "l Low VOC PVC BA| -397.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch SecurShield HD, (FULL)
SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-70. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT 1 e rboard: Min. 0.5-inch SecurShield HD, | eXible FASTDT Sure-Flex PVC, Sure-Flex PVCFRS or| | | \ioc pyc pa | -127.5
(RIBBON) > (RIBBON) Sure-Flex KEE HP
concrete SecurShield HD Plus
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” .
C-71. | structural | Min. 0.5-inch SecurShield HD Flexible FASTDT | . erboard: Min. 0.5-inch SecurShield HD, | T eXiPle FASTDT Sure-Flex PVC, Sure-Flex PVCFRS or| | | ioc pyc pa | -307.5
(FULL) - (FULL) Sure-Flex KEE HP
concrete SecurShield HD Plus
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-72. | structural | Min. 0.5-inch InsulBase, SecurShield | Flexible FASTDT | insulation Flexible FAST DT :E:zi:z ?E’E'Hs;re Flex PVCERS or | | ow voc Pvc BA| -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type S Type N Membrane Application
Min. 2,500 psi (0pt|0n?|) Min. 1..5-|ntfh InsulBase, Flexible FAST !nsulat!on: (Optional) Additional layer(s) base Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or
C-73. | structural SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Flex KEE HP Low VOC PVC BA| -352.5
concrete 1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optlone.xl) Min. 1..5-|nc.h InsulBase, Flexible FAST DT !nsulat!on: (Optional) Additional layer(s) base Fibxible FAST.OT Sure-Flex PVC, Sure-Flex PVC FRS or
C-74. | structural SecurShield or Min. 1-inch Insulfoam (RIBBON) insulation (RIBBON) Sure-Flex KEE HP Low VOC PVC BA| -277.5
concrete 1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
in. i i Insulation: ional) Additional |
Min. 2,500 psi (Opt|on;i1l) Min 1.5 mc.h InsulBase, Flexible FAST DT .nsu at.lon (Optional) Additional layer(s) base Flexiblé FAST DT Sure-Flex PVC, Sure-Flex PVC FRS or
C-75. | structural SecurShield or Min. 1-inch Insulfoam (FULL) insulation (FULL) Sure-Flex KEE HP Low VOC PVC BA| -352.5
concrete 1, 11, 1X, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
) . ) Insulation: (Optional) Min. 1.5-inch )
Min. 2,500 psi Flexible FAST or P R . Flexible FAST or
’ SecurShield or Min. 1-inch Insulfoam |, I, X, X . ’ .
C-76. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT ecursnicid or Min. LINQUUKI™ Flexible FAST DT Sure-Flex PVC, Sure-Flex PVC FRS or Low VOC PVC BA| -202.5
VIII, XIV or XV Sure-Flex KEE HP
concrete (RIBBON) . . (RIBBON)
Coverboard: Min. 0.5-inch EcoStorm VSH
. . . Insulation: (Optional) Min. 1.5-inch .
Min. 2,500 psi Flexible FAST or . R . Flexible FAST or
C-77. | structural | Min. 2-inch ChannelDry EPS Flexible FasT DT | Securshield orMin. L-inch Insulfoam I, 1 X, ¢\ 1o sy o Sure-Flex PVC, Sure-Flex PVCFRS or| | v oc pvc BA| -352.5
) VIII, XIV or XV Sure-Flex KEE HP
concrete (RIBBON, 6-inch o.c.) . . (FULL)
Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-78. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT :E:zi:zi ?E/E'Hs;re'ﬁex PVCFRSorl | wvoc pvcBA| -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-79. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT zu:_i::z i:g,HS:re—Flex PVCFRS or Low VOC PVC BA| -180.0
concrete 1, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) u
lation: ional) Additional |
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase, | Flexible FAST or 7:::;:::82 (Optional) Additional layer(s) base | ¢\ o 10 asT or Sure-Flex PUC. SureFlex PVC FRS or
C-80. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT Coverboard: Min. 2-inch SecurShield HD Flexible FAST DT Sure-Flex KEE'HP Low VOC PVCBA| -112.5
concrete 1, 1L, 1X, VI, XIV or XV (RIBBON) overvoard: Min. Z-inch securshie (RIBBON)
Composite
Insulation: (Optional) Min. 0.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or
C-81. | structural | Min. 2-inch ChannelDry EPS Flexible FAST DT | VIII, XIV or XV Flexible FAST DT :3:22 E\E/E’Hs;re’”ex PVCFRSorl | wvoc pveBA| -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD (RIBBON)
Composite
Min. 2,500 psi| . ,. . . (Optional) Additional optional layer(s) min. 1-
c-82. | structural | Min- 1.5-inch InsulBase, Securshield, | o, inch Insulfoam 1, 11, IX, VIII, XIV or XV followed | OB500 Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond WB | -60.0
HP-N, HP-W, ENRGY 3 or ACFoam Il " R .
concrete by additional layers of base insulation
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Gypsum-Fiber Roof Board

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati sf
ote Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application (psf)
Min. 2,500 psi Min. 1.5-inch InsulBase, SecurShield :2:3::::2: (Optional) Additionalfaver(s) base
-83. | structural C ’ ’ - - -60.
c83 z;:ccr:tf HP-N, HP-W, ENRGY 3 or ACFoam || 0B500 Coverboard: Min. 0.25-inch DensDeck Prime or| Osgn Sure-Flex PVC or Sure-Flex PVC FRS | HydroBond W8 60.0
SECUROCK Gypsum-Fiber Roof Board
Min. 2,500 psi (Optional) Additional optional layer(s) min. 1-
C-84. | structural Min. 1.5-inch HP-N or ENRGY 3 0OB500 inch Insulfoam 1, 11, IX, VI, XIV or XV followed | OB500 Sure-Flex PVC or Sure-Flex PVC FRS | Low VOC PVC BA| -127.5
concrete by additional layers of base insulation
Min. 2,500 psi| . . . (Optional) Additional optional layer(s) min. 1-
C-85. | structural | Min- 1.3-inch InsulBase, SecurShield, | g5, inch Insulfoam 1, I, IX, VIlI, XIV or XV followed | OB500 Sure-Flex PVC, Sure-Flex PVCFRS or) | o\ voc pvc BA| -150.0
HP-W or ACFoam Il " . . Sure-Flex KEE HP
concrete by additional layers of base insulation
Min. 2,500 psi Insulation: (Optional) Additional layer(s) base
C-86. | structural | Min. 1.5-inch HP-N or ENRGY 3 0B500 insulation 0B500 :3:2:2 EZE’HS:re'FIEX PVCFRSor| | ow voc pvc BA| -127.5
concrete Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi| . . . Insulation: (Optional) Additional layer(s) base
c-87. | structural HMF',”Wlosr:gpo'::n“:Fase securshield, | 5a500 insulation 0B500 23:22 E\E/E'HS:'e‘F'eX PVCFRS O™l | w voc pvc BA| -150.0
concrete Coverboard: Min. 0.25-inch DensDeck Prime
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
. A . . . . . . . Flexible FAST or
Min. 2,500 psi| Min. 0.5-inch InsulBase, SecurShield | Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST DT
C-88. | structural or Min. 1-inch Insulfoam |, II, IX, VIII, | Flexible FAST DT insulation Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- (RIBBON, 12-inch -37.5
concrete XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON) Flex KEE HP FleeceBACK 0c) !
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
C-89. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -157.5
concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON) Flex KEE HP FleeceBACK
Insulation: ional) Additional |
Min. 2,500 psi Flexible FAST or % (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
C-90. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA GI Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -157.5
concrete (RIBBON) ~overboard: Viin. ©.2>-Inc ce a5 | (RIBBON) Flex KEE HP FleeceBACK
Mat Roof Board
Min. 2,500 psi Flexible FAST or :::’E:ﬁ: (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
C-91. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT Coverboard: Min. 0.25-inch SECUROCK Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -157.5
concrete (RIBBON) Y - (RIBBON) Flex KEE HP FleeceBACK
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Sve. N Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
s. No.
g (Note 1) Type N::Sa:'; 8 Type N:?::: 8 Membrane Application (psf)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | ¢\ 1o eact o Sure-Flex PVC FleeceBACK, Sure-
c-92. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation _ _ Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, | g gy Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST ::zﬁ:ﬁ' (Optional) Additional layer(s) base Flexible FAST Sure-Flex PVC FleeceBACK, Sure-
C-93. | structural SecurShield or Min. 1-inch Insulfoam . . . Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -397.5
concrete 1 11, IX, VIIL, XIV or XV (RIBBON) Coverboard: Min. 0.5-inch Securshield HD, | (RIBBON) Flex KEE HP FleeceBACK
L SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . Insulation; (Optional) Additional layer(s) base \ Sure-Flex PVC FleeceBACK, Sure-
C-94. | structural SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . . ! Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -277.5
concrete 1 11, IX, VIIL, XIV or XV (RIBBON) Coverboard: Min. 0.5-inch Securshield HD, | (RIBBON) Flex KEE HP FleeceBACK
L SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, ) w: (Optional) Additional layer(s) base ) Sure-Flex PVC FleeceBACK, Sure-
C-95. | structural SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . , . Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -397.5
concrete 1 11, IX, VIIL, XIV or XV (FULL) Coverboard: Min. 0.5-inch Securshield HD, | (FULL) Flex KEE HP FleeceBACK
T SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
C-96. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure-
C-97. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -397.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch SecurShield HD, (FULL) Flex KEE HP FleeceBACK
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure-
C-98. | structural Min. 0.5-inch SecurShield HD (F'LT;:)(I:N';AST ot Coverboard: Min. 0.5-inch SecurShield HD, :::;goéeNF)AST bt Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -127.5
concrete SecurShield HD Plus Flex KEE HP FleeceBACK
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure-
€-99. | structural | Min. 0.5-inch SecurShield HD (F;E"L't’)'e FASTOT | Coverboard: Min. 0.5-inch SecurShield HD, (F;EXL"L’)'E FASTOT Flex PVC FRS FleeceBACK or Sure- | HydroBond WB | -397.5
concrete SecurShield HD Plus Flex KEE HP FleeceBACK
Min. 2,500 psi (Optional) Min. 0.5-inch InsulBase Flexible FAST or (Optional) Additional optional layer(s) min. 1- | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-100. | structural SecurShield ’ Flexible FAST DT inch Insulfoam 1, 11, IX, VIII, XIV or XV followed | Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT | -157.5
concrete (RIBBON) by additional layer(s) of base insulation (RIBBON) Flex KEE HP FleeceBACK (FULL)
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

o n Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
vs. To (Note 1) Type N::sa:'; s Type N:?::: s Membrane Application (psf)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-101. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -157.5

concrete (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime | (RIBBON) Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R . Flexible FAST T Flexible FAST .
C-102. | structural or Min. 1-inch Insulfoam I, Il, IX, VIII, (RIBBON) insulation (RIBBON) Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -397.5
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-103. | structural | or Min. 1-inch Insulfoam I, II, IX, VIII, (FFLEI’Q:’C')ENF)AST BT | insulation (FFLT;'Bt’C')eNF)AST bt Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -277.5
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . Insulation: (Optional) Additional layer(s) base ) Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-104. | structural or Min. 1-inch Insulfoam 1, 11, IX, VIII, (FF'EXL'B'e FASTDT insulation (FF'EXL'B'e FASTDT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -457.5
concrete XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime Flex KEE HP FleeceBACK (FULL)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Flexible FAST or insulation Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-105. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT Coverboard: Min. 0.25-inch DEXcell FA Glass | Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -157.5
concrete (RIBBON) Mat Roof Board or 0.4375-inch DEXcell (RIBBON) Flex KEE HP FleeceBACK (FULL)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield Flexible FAST insulation Flexible FAST Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-106. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, (RIBBON) Coverboard: Min. 0.25-inch DEXcell FA Glass (RIBBON) Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -345.0
concrete XIV or XV Mat Roof Board or 0.4375-inch DEXcell Flex KEE HP FleeceBACK (FULL)
Cement Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield . insulation . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-107. | structural or Min. 1-inch Insulfoam I, II, IX, VIII, :{T;:)ENI;AST >y Coverboard: Min. 0.25-inch DEXcell FA Glass ZLT;:JIOENI;AST bt Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT | -277.5
concrete XIV or XV Mat Roof Board or 0.4375-inch DEXcell Flex KEE HP FleeceBACK (FULL)
Cement Roof Board
Min. 2,500 psi Flexible FAST or :::’E:ﬁ' (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-108. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT Coverboard: Min. 0.25-inch SECUROCK Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -157.5
concrete (RIBBON) S - (RIBBON) Flex KEE HP FleeceBACK (FULL)
Gypsum-Fiber Roof Board
Min. 2,500 psi| Min. 1.5-inch InsulBase, SecurShield | Flexible FAST or !”S“:ﬂ’ (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-109. | structural | or Min. 1-inch Insulfoam I, 1I, IX, VIII, | Flexible FAST DT g’;‘/‘e‘:gggr 4 Min. 0.25-inch SECUROCK Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -187.5
concrete XIV or XV (RIBBON) - - (RIBBON) Flex KEE HP FleeceBACK (FULL)
Gypsum-Fiber Roof Board
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. Attach Attach
(Note 1) icati (psf)
ote Type S Type N Membrane Application
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST 7:2:3::::2: (Optional) Additional layer(s) base Flexible FAST Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-110. | structural SecurShield or Min. 1-inch Insulfoam . . Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -322.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB or | (RIBBON)
concrete 1, 11, IX, VIII, XIV or XV - . Flex KEE HP FleeceBACK (FULL)
min. 15/32-inch APA rated plywood
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . 7!““'&“.'0”: (Optional) Additional layer(s) base ) Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R X . Flexible FAST DT insulation Flexible FAST DT .
C-111. | structural SecurShield or Min. 1-inch Insulfoam . . Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -277.5
(RIBBON) Coverboard: Min. 7/16-inch APA rated OSB or | (RIBBON)
concrete 1, 1, 1X, VI, XIV or XV - . Flex KEE HP FleeceBACK (FULL)
min. 15/32-inch APA rated plywood
Insulation: (Optional) Additional | b
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, ) 7.““ a .|on (Optional) ftional layer(s) base \ Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R . . Flexible FAST DT insulation Flexible FAST DT .
C-112. | structural SecurShield or Min. 1-inch Insulfoam . . Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -322.5
(FULL) Coverboard: Min. 7/16-inch APA rated OSB or | (FULL)
concrete 1, 1, 1X, VI, XIV or XV - . Flex KEE HP FleeceBACK (FULL)
min. 15/32-inch APA rated plywood
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-113. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIIl, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -202.5
concrete (RIBBON) Coverboard: Min. 7/16-inch APA rated OSB or | (RIBBON) Flex KEE HP FleeceBACK (FULL)
min. 15/32-inch APA rated plywood
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-114. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VIII, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -322.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 7/16-inch APA rated OSB or | (FULL) Flex KEE HP FleeceBACK (FULL)
min. 15/32-inch APA rated plywood
Insulation: (Optional) Additional | b
Min. 2,500 psi Flexible FAST or 7l:23|:t:2: (Optional) Additional layer(s) base | ¢\ 10 easT o Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-115. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT . . . Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -157.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, | g,a51y) Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, | . .\ o 7.:23@&32 (Optional) Additional layer(s) base Cloxible FAST Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
C-116. | structural SecurShield or Min. 1-inch Insulfoam exivle . . . Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -397.5
concrete 1, 11, IX, VIIL, XIV or XV (RIBBON) Coverboard; Min. 0.5-inch SecurShield HD, | (RIBBON) Flex KEE HP FleeceBACK (FULL)
e SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, _ Insulation: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
R X , Flexible FAST DT insulation Flexible FAST DT .
C-117. | structural SecurShield or Min. 1-inch Insulfoam . . . Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -277.5
(RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON)
concrete 1, 11, 1X, VIII, XIV or XV - Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Sve. N Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
s. No.
g (Note 1) Type N::Sa:'; 8 Type N:?::: 8 Membrane Application (psf)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, . w: (Optional) Additional layer(s) base . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-118. | structural SecurShield or Min. 1-inch Insulfoam Flexible FAST DT insulation . . . Flexible FASTRT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -397.5
concrete 1, 11, IX, VIIL, XIV or XV (FULL) Coverboard: Min. 0.5-inch Securshield HD, | (FULL) Flex KEE HP FleeceBACK (FULL)
P SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam I, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-119. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT | -202.5
concrete (RIBBON) Coverboard: Min. 0.5-inch SecurShield HD, (RIBBON) Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Insulation: (Optional) Min. 1.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-120. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT | -397.5
concrete (RIBBON, 6-inch o.c.)| Coverboard: Min. 0.5-inch SecurShield HD, (FULL) Flex KEE HP FleeceBACK (FULL)
SecurShield HD Plus or EcoStorm VSH
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-121. | structural | Min. 0.5-inch SecurShield HD (FFLT;g’Cl)eNF)AST BT | Coverboard: Min. 0.5-inch SecurShield HD, (F:;g’cl)eNF)AST bt Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -127.5
concrete SecurShield HD Plus Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi . Insulation: Min. 1.6-inch Kingspan “Optim-R” . Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-122. | structural | Min. 0.5-inch SecurShield HD (FF'EXL'B'e FASTDT | coverboard: Min. 0.5-inch SecurShield HD, (FF'EXL'E)'e FASTDT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -397.5
concrete SecurShield HD Plus Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-123. | structural Min. 0.5-inch InsulBase, SecurShield | Flexible FAST DT insulation Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -157.5
concrete (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| (Optional) Min. 1.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-124. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -187.5
concrete 1, 11, 1X, VIII, XIV or XV (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) Flex KEE HP FleeceBACK (FULL)
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase, Flexible FAST or :::’E:ﬁ' (Optional) Additional layer(s) base Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-125. | structural SecurShield or Min. 1-inch Insulfoam | Flexible FAST DT . . . Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- | Flexible FAST DT | -112.5
Coverboard: Min. 2-inch SecurShield HD
concrete 1, 1, IX, VI, XIV or XV (RIBBON) - (RIBBON) Flex KEE HP FleeceBACK (FULL)
Composite
Insulation: (Optional) Min. 0.5-inch
Min. 2,500 psi Flexible FAST or SecurShield or Min. 1-inch Insulfoam |, 11, IX, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
C-126. | structural Min. 2-inch ChannelDry EPS Flexible FAST DT VI, XIV or XV Flexible FAST DT Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT | -112.5
concrete (RIBBON) Coverboard: Min. 2-inch SecurShield HD (RIBBON) Flex KEE HP FleeceBACK (FULL)
Composite
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TABLE 3A: CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
NotE: ReFeR TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Sys. No. (Note 1) Type Niztsa:'; a Type Nzitsa:: a Membrane Application (psf)
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Min. 2,500 psi| (Optional) Min. 0.5-inch InsulBase, Flexible FAST or Insulation: (Optional) Additional layer(s) base | Flexible FAST or
C-127. | structural SecurShield or min. 1-inch Insulfoam | Flexible FAST DT insulation Flexible FAST DT Sure-Flex FleeceBACK RL -142.5
concrete 1, 1, IX, VI, XIV or XV (RIBBON) Coverboard: Min. 2.0-inch InsulBase RL (RIBBON)

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck o e MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Top Ply (psf)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional | - -
Min. 2,500 psi | . Flexible FAST or Insulation: (Optional) Additional layer(s) Flexible FAST or SureMB 90TG | Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 0.5-inch X base insulation . PVC FRS FleeceBACK or Sure-Flex KEE
C-128. | structural . Flexible FAST DT . . X Flexible FAST DT or 120TG / X -157.5
concrete InsulBase, SecurShield (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) torch-applied HP FleeceBACK / Flexible FAST or
or SECUROCK Gypsum-Fiber Roof Board PP Flexible FAST DT (FULL)
Insulation: (Optional) Additional layer(s - -
Min. 2,500 psi | . _ . Flexible FAST or | Lnsulation: (Optional) ver(s) Flexible FAST or SureMB 90TG | Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 1.5-inch ) base insulation ) PVC FRS FleeceBACK or Sure-Flex KEE
C-129. | structural . Flexible FAST DT . . X Flexible FAST DT or 120TG / X -165.0
concrete InsulBase, SecurShield (RIBBON) Coverboard: Min. 0.5-inch DensDeck Prime (RIBBON) torch-applied HP FleeceBACK / Flexible FAST or
or SECUROCK Gypsum-Fiber Roof Board i Flexible FAST DT (FULL)

TABLE 3c: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
RhinoBond SYSTEMS:
1 per 5.3 ft2

Min. 1-inch thick, one or Sure-Flex PVC or Sure-Flex KEE HP induction

Min. 2,500 psi HD 14-10 Fastener or CD-10 with RhinoBond (6 parts per 4 x 8 ft board) . )
-130. | 3 . Ided with RhinoBond tool facturer’ -45,
¢-130 structural concrete more.aygrs P Plate-PVC or RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Yve N .WI inovend tool per manutacturers 45.0
combination. instructions
Sheet 1-29; Note A
Min. 1.5-inch thick, one or Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 2,500 psi ) HD 14-10 Fast CD-10 with RhinoBond 1 3.2 ft?
C-131. n- % psi more layers, any astener or Wi inoson per welded with RhinoBond tool per manufacturer’s -52.5

structural concrete Plate-PVC or RhinoBond Treadsafe Plate-PVC (10 parts per 4 x 8 ft board)

combination. Note B. instructions
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TABLE 3c: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
L ) 1 per 4.0 ft? ) -
Min. 2,500 psi Min. 1-inch thick, one or HD 14-10 Fastener or CD-10 with RhinoBond (8 parts per 4 x 8 ft board) Sure-Flex .PVC o.r Sure-Flex KEE HP induction )
C-132. more layers, any . welded with RhinoBond tool per manufacturer’s -60.0
structural concrete L Plate-PVC or RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data X .
combination. instructions
Sheet 1-29; Note A
2 N ) - -
c-133 Min. 2,500 psi Min. 1.5-inch thick, one or HD 14-10 Fastener or CD-10 with RhinoBond 8 ! per44.(; 1;: bo N 3vuerlil;(!Ie\)/(viix(l:ir?irnsolér:nzlizgfEel;lFr"r:gr?ttjjggzrer’s 67.5
’ structural concrete more layers, any combination. Plate-PVC or RhinoBond Treadsafe Plate-PVC (8 parts per ,X oard) X . s ’
2 x 2 ft grid pattern instructions
Min. 1.5-inch thick -Flex PV -Flex KEE HP i i
C-134 Min. 2,500 psi ml)nre Ia5 2:; atn Iccc,)rzr;)?nc:tion HD 14-10 Fastener or CD-10 with RhinoBond 1 per 2.744 3vuerlf:|ede\i(vith (I:?P?irnilgjndi)(()ol er mIZ::fcat::ct)lTrer's -67.5
’ structural concrete Yers, any : Plate-PVC or RhinoBond Treadsafe Plate-PVC (12 parts per 4 x 8 ft board) X ) P '
Note B. instructions
. . Min. 1.5-inch thick, one or . R 1per 2.0 ft* Sure-Flex PVC or Sure-Flex KEE HP induction
Min. 2,500 psi T HD 14-10 Fastener or CD-10 with RhinoBond (16 parts per 4 x 8 ft board) . . ,
C-135. more layers, any combination. R . welded with RhinoBond tool per manufacturer’s -97.5
structural concrete Plate-PVC or RhinoBond Treadsafe Plate-PVC Per FM Loss Prevention Data Sheet | . )
Note B. 129 instructions
Min. 2,500 psi Min. 1.5-inch thick, om.e or. HD 14-10 Fastener or CD-10 with RhinoBond Max. 12-inch o.c. in rows max. Sure-Flex ,PVC o.r Sure-Flex KEE HP induction )
C-136. more layers, any combination, R R welded with RhinoBond tool per manufacturer’s -30.0
structural concrete N Plate-PVC or RhinoBond Treadsafe Plate-PVC 120-inch o.c. . )
preliminarily attached instructions
c-137 Min. 2,500 psi nl\:ll)nr;allf—:ar:ghat:Icckc;r?qu]o?n(;rtion HD 14-10 Fastener or CD-10 with RhinoBond Max. 18-inch o.c. in rows max. ivuerlfj:(lje\)/(viix(;{r?irnilg:r;zletzclfllzEeI:F;:g:ﬁg::(tjgrer’s 375
’ structural concrete o 4 o v ! Plate-PVC or RhinoBond Treadsafe Plate-PVC 60-inch o.c. X ) P ’
preliminarily attached instructions
Min. 2,500 psi Min. 1.5-inch thick, one or HD 14-10 Fastener or CD-10 with RhinoBond Max. 12-inch o.c. in rows max, | 1€ F1ex PVC or Sure-Flex KEE HP induction
C-138. more layers, any combination, R . welded with RhinoBond tool per manufacturer’s -52.5
structural concrete N Plate-PVC or RhinoBond Treadsafe Plate-PVC 60-inch o.c. . )
preliminarily attached instructions
Min. 1.5-inch thick -Flex PV -Flex KEE HP i i
C-139 Min. 2,500 psi m:)nre Ia5 ;r:g atn Iccc;rzr;?nc::cion HD 1310 Fastener ByCD-10 with RhinoBond Max. 6-inch o.c. in rows max. 3vuerlilede\i(vith (F:{Pc:irnzlgjndi)(()ol er rnlgr?:fcat:t)grer's -60.0
’ structural concrete . v o v ! Plate-PVC or RhinoBond Treadsafe Plate-PVC 120-inch o.c. X . P ’
preliminarily attached instructions
Min. 2,500 psi Min. 1.5-inch thick, ong or. HD 14-10 Fastener or CD-10 with RhinoBond Max. 6-inch o.c. in rows max. Sure-Flex ,PVC o.r Sure-Flex KEE HP induction ,
C-140. more layers, any combination, R . welded with RhinoBond tool per manufacturer’s -90.0
structural concrete N Plate-PVC or RhinoBond Treadsafe Plate-PVC 60-inch o.c. . )
preliminarily attached instructions
ISOWELD INDUCTION WELDING SYSTEMS:
Min. 2.500 bsi One or more lavers. an Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 6 ft2 Sure-Flex PVC or Sure-Flex KEE HP induction
C-141. T p - y / y isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC K welded with SFS isoweld 3000 tool per -37.5
structural concrete combination, min. 1.5-inch 2 x 3-ft grid, staggered ) )
Plate manufacturer’s instructions
) . ) . ) 1 per 5.3 ft?
Min. 1-inch thick, one or Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle
in.2 . : : F ) . ) . .
C-142. Min. 2,500 psi more layers, any isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC (6 parts per 4x 8 ft_board) Sure-Flex PVC induction Wel,de.d with ?FS isoweld -45.0
structural concrete L Per FM Loss Prevention Data 3000 tool per manufacturer’s instructions
combination. Plate Sheet 1-29: Note A
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TABLE 3c: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

System Deck Insulation Layer Attachment MDP
Roof Cover (Note 158B)
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density / Pattern (psf)
Min. 2.500 psi One or more lavers. an Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 4.0 f2 Sure-Flex PVC or Sure-Flex KEE HP induction
C-143. = P L y ! y isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC o welded with SFS isoweld 3000 tool per -52.5
structural concrete combination, min. 1.5-inch 2 x 2-ft grid, staggered e )
Plate manufacturer’s instructions
Min. 2.500 bsi One or more lavers. an Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1 per 3.0 fi2 Sure-Flex PVC or Sure-Flex KEE HP induction
C-144. - 200 P T more layers, any isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC Per 3 welded with SFS isoweld 3000 tool per -82.5
structural concrete combination, min. 1.5-inch 1.5 x 2-ft grid, staggered e )
Plate manufacturer’s instructions
1 per 2.25 ft?
s |Mnas | Mesmost | oo iono s ap G | 155180 et elesuin s s | o
: structural concrete ¢ o : (first row of fasteners spaced 0.5 | 30 46| per manufacturer’s instructions )
layers, any combination Plate ft from long edges and 1 ft from
the short edge)
Min. 1.5-inch thick, one or Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle 1per2.0ft?
Min. 2,500 psi ’ . . (16 parts per 4 x 8 ft board) Sure-Flex PVC induction welded with SFS isoweld
C-146. more layers, any isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC ) , - K -97.5
structural concrete L Per FM Loss Prevention Data 3000 tool per manufacturer’s instructions
combination. Note B. Plate
—_— Sheet 1-29
Min. 2.500 bsi One or more layers, any Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle Max. 12-inch o.c. in rows Sure-Flex PVC or Sure-Flex KEE HP induction
C-147. T P combination, min. 1.5-inch, isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC i L welded with SFS isoweld 3000 tool per -45.0
structural concrete R max. 60-inch o.c. ) .
preliminarily attached Plate manufacturer’s instructions
Min. 2.500 psi One or more layers, any Dekfast DF-#14-PH3 or DF-#15-PH3 with Carlisle Max. 6-inch o.c. in rows max Sure-Flex PVC or Sure-Flex KEE HP induction
C-148. - P combination, min. 1.5-inch, isoweld PVC Plate or SFS isoweld F1-P-6.8-PVC ' o " | welded with SFS isoweld 3000 tool per -90.0
structural concrete N 60-inch o.c. , . .
preliminarily attached Plate manufacturer’s instructions
Notes:| A. The plate/fastener combination offset 12 inch from adjacent rows.
B. For these assemblies each row of insulation is staggered by 1 foot.

TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System K Pri Roof Cover (Note 15) MDP
Deck (Note 1) rimer
No. Type Attach (psf)
C-149. Min. 2,500 psi structural concrete None Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST or Flexible FAST DT (FULL) -495.0
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TABLE 3e: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE G: OPTIONAL INSULATION, LOOSE-LAID ROOF COVER, PRESSURE EQUALIZING VENT

System 223 Air Barrier Insulation Underlayment Roof Cover MDP
No. (Note 1) Type Attach (psf)
Min. 2,500 psi VapAir Seal 725TR or SureMB FOptior}al) Any fire classified roof 1?-inch wide st.rips of p().lypropyler?e, VacuSeal Vent installed in accordance
90TG or 120TG/torch-applied insulation and/or coverboard air permeable filter fabric, loose laid Sure-Flex PVC or Sure- X . .
C-150. structural X . . L. R X R . with Carlisle instructions, spaced -97.5
in accordance with Carlisle combination, any thickness, in a crossing pattern, connecting the Flex KEE HP .
concrete . R . maximum 50 ft o.c.
requirements. loose-laid with staggered joints V2T vents
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) I8 ac (Note 15) (psf)*
Type (Notes 6,7,8) Type (Notes 6,7,8)
BAREBACK MEMBRANE APPLICATIONS:
Min. 22 ga., Min. 300 psi, pre- . . . .
Type BV, existent cellular Min. 1.5-inch FIex!bIe FAST or ) . . . Flex!ble FAN or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-
LWC-1 Grade 40 lishtweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST GRIP PVC Adhesive -52.5
lghtwelg SecurShield (RIBBON) DT (RIBBON)
steel insulating concrete
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Min. 300 psi, pre- . . . Coverboard: Min. 0.25-inch DensDeck Prime, .
Type BV, existent cellular (Opt.lonal) Min. FIex!bIe FAST or DEXcell FA Glass Mat Roof Board or SECUROCK Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC FRS / CAV-
LWC-2 . . 1.5-inch InsulBase, | Flexible FAST DT X R R Flexible FAST R -52.5
Grade 40 lightweight securShield (RIBBON) Gypsum-Fiber Roof Board or min. 0.5-inch DT (RIBBON) GRIP PVC Adhesive
steel insulating concrete SecurShield HD, SecurShield HD Plus or EcoStorm
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
Min. 22 ga., Min. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flexible FAST or
LWC-3 Type BV, existent cellular Insu.IBa;se Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / CAV- 750
Grade 40 lightweight © (RIBBON, 6-inch P ’ DT (RIBBON, 6- | GRIP PVC Adhesive :
. R SecurShield .
steel insulating concrete o.c.) inch o.c.)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Min. 300 psi, pre- (Optional) Min Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST or
LWC-4 Type BV, existent cellular 1 EE)—inch InsuIB;';\se Flexible FAST DT DEXcell FA Glass Mat Roof Board or SECUROCK Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / CAV- 75.0
Grade 40 lightweight Sv-ecurShieId " | (RIBBON, 6-inch Gypsum-Fiber Roof Board or min. 0.5-inch DT (RIBBON, 6- GRIP PVC Adhesive ’
steel insulating concrete o.c.) SecurShield HD, SecurShield HD Plus or EcoStorm | inch o.c.)
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
. . | Min. 300 psi, pre- . . . .
Min. 2,500 psi R Min. 1.5-inch Flexible FAST or Flexible FAST or
LWC-5 | structural ﬁxﬁ:;r; cr:atllular InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST ZuRﬁ-E\% Z\QE;EVS:FQ-FIQX PVCFRS / CAV- -187.5
concrete X g R e SecurShield (RIBBON) DT (RIBBON)
insulating concrete
Insulation: (Optional) Additional layer(s) base
Min. 300 psi, pre insulation
Min. 2,500 psi - P (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST or
LWC-6 | structural ﬁxﬁ:;r:i c:tllular 1.5-inch InsulBase, | Flexible FAST DT DEXcell FA Glass Mat Roof Board or min. 0.5-inch | Flexible FAST ZL:;I‘; 'F)I\% ;\éﬁ;rivs:re Flex PVC FRS / CAV -187.5
concrete . g R e SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON)
insulating concrete i - - ;
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) I8 ac (Note 15) (psf)*
B (Notes 6,7.8) Lt (Notes 6,7.8)
i i - Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi | Min- 300 psi, pre (Optional) Min. Flexible FAST or | nsulation: (Optional) ver(s) Flexible FAST or
existent cellular . . insulation , Sure-Flex PVC or Sure-Flex PVC FRS / CAV-
LWC-7 | structural lishtweight 1.5-inch InsulBase, | Flexible FAST DT c board: Min. 0.25-inch SECUROCK G Flexible FAST GRIP PVC Adhesive -187.5
concrete |ghtweig SecurShield (RIBBON) ~overboard: Min. 0.2>-Inc YPSUM- | BT (RIBBON)
insulating concrete Fiber Roof Board
. .| Min. 300 psi, pre- . . Flexible FAST or Flexible FAST or
wes :f::ctzufflo PSI 1 existent cellular :\:;:‘ml;;“c" Flexible FASTDT |\ . additional layer(s) of base insulation | FI€4ibIe FAST | Sure-Flex PVC or Sure-Flex PVC FRS / CAV- | ) o
lightweight < (RIBBON, 6-inch P Y DT (RIBBON, 6- | GRIP PVC Adhesive '
concrete . . SecurShield .
insulating concrete o.c.) inch o.c.)
Insulation: (Optional) Additional layer(s) base
. .| Min. 300 psi, pre- . . Flexible FAST or insulation Flexible FAST or
LWES gfr'zctzu':’flo PST | existent cellular (logti'rf’cr;]a:r)]m:;;se Flexible FAST DT | Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / CAV- | .
concrete lightweight securShield " | (RIBBON, 6-inch | DEXcell FA Glass Mat Roof Board or min. 0.5-inch | DT (RIBBON, 6- | GRIP PVC Adhesive '
insulating concrete o.c.) SecurShield HD, SecurShield HD Plus or EcoStorm | inch o.c.)
VSH or min. 2-inch SecurShield HD Composite
in. i - i Insulation: (Optional) Additional layer(s) base i
Min. 2,500 psi Ml.n 300 psi, pre (Optional) Min. FIex!bIe FAST or . i (Op ) yer(s) Flex!ble FAST or
Lwe-10 | structural existent cellular 1.5-inch InsulBase Flexible FAST DT insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / CAV- 350.0
lightweight i . " | (RIBBON, 6-inch Coverboard: Min. 0.25-inch SECUROCK Gypsum- DT (RIBBON, 6- GRIP PVC Adhesive ’
concrete X R SecurShield o O .
insulating concrete o.c.) Fiber Roof Board inch o.c.)
";/Imé é%/gal, g(zrs]éjrﬁocglhlzrre_ Min. 1.5-inch Flexible FASRQr Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS /
LWC-11 Gtzde 4(’) lishtweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST HvdroBond WB -52.5
VBWWEIE SecurShield (RIBBON) DT (RIBBON) v
steel insulating concrete
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga. Min. i -
T me nga ’ exlirs]t:r?tocglllljlzrre (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS /
LWC-12 Gtgde 46 lishtweight 1.5-inch InsulBase, | Flexible FAST DT DEXcell FA Glass Mat Roof Board or min. 0.5-inch | Flexible FAST HvdroBond WB -52.5
Jgniwels Securshield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON) v
steel insulating concrete . i . ;
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
Min. 22 ga., Min. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flexible FAST or
Type BV, existent cellular . Flexible FAST DT . - . . Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS /
LWC-13 Grade 40 lightweight InsuIBas'e, (RIBBON, 6-inch (Optional) Additional layer(s) of base insulation DT (RIBBON, 6- HydroBond WB 75.0
. R SecurShield .
steel insulating concrete o.c.) inch o.c.)
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) T ac T ac (Note 15) (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
Min. 22 Min. 300 psi Flexible FAST insulation Flexible FAST
in. a., in. si, pre- ) ) exible or ) ) . exible or
g R pst, p (Optional) Min. . Coverboard: Min. 0.25-inch DensDeck Prime, .
LWC-14 Type BV, existent cellular 1 5-inch InsulBase Flexible FAST DT 7DEX I FA Gl Mat Roof Board in. 0.54nch Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / 750
Grade 40 lightweight : _ " | (RIBBON, 6-inch cell FA lass Miat Root Board or min. ©.o1INCN 1 nr(p1gBON, 6- | HydroBond WB :
steel insulating concrete SecurShield 0c) SecurShield HD, SecurShield HD Plus or EcoStorm inch 0.c.)
h VSH or min. 2-inch SecurShield HD Composite or -
min. 1.5-inch StormBase
. . Insulation: (Optional) Additional layer(s) base
. . | Min. 300 psi, pre- . ) . T .
Min. 2,500 psi existent cellular (Optional) Min. Flexible FAST or insulation Flexible FAST or Sure-Flex PVC or Sure-Flex PVC FRS /
LWC-15 | structural lightweight 1.5-inch InsulBase, | Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST HvdroBond WB -187.5
concrete lghtwelg SecurShield (RIBBON) DEXcell FA Glass Mat Roof Board or min. 1.5-inch | DT (RIBBON) ¥
insulating concrete
StormBase
in. i - i Insulation: (Optional) Additional | b i
Min. 2,500 psi M|.n 300 psi, pre (Optional) Min. FIex!bIe FAST or .nsu a .IOI’1 (Optional) itional layer(s) base Flex!ble FAST or
Lwc-16 | structural existent cellular 1 5-inch InsulBase Flexible FAST DT insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / -350.0
concrete lightweight Sc.acurShieId " | (RIBBON, 6-inch | Coverboard: Min. 0.25-inch DensDeck Prime, DT (RIBBON, 6- | HydroBond WB :
insulating concrete o.c.) DEXcell FA Glass Mat Roof Board inch o.c.)
Min. 22 ga., M{n. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flexible FAST or
Type BV, existent cellular . 3 " . . . Sure-Flex PVC, Sure-Flex PVC FRS or Sure-
LWC-17 Grade 40 lishtweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST Flex KEE HP / Low VOC PVC BA -52.5
.g . e SecurShield (RIBBON) DT (RIBBON)
steel insulating concrete
Insulation: (Optional) Additional layer(s) base
insulation
. . . Coverboard: Min. 0.25-inch DensDeck Prime
Min. 22 ga. Min. - — ’
in ga. |.n 300 psi, pre (Optional) Min. Flexible FAST or DEXcell FA Glass Mat Roof Board or SECUROCK Flexible FAST or
Type BV, existent cellular . . X . . Sure-Flex PVC, Sure-Flex PVC FRS or Sure-
LWC-18 Grade 40 lightweight 1.5-inch InsulBase, | Flexible FAST DT Gypsum-Fiber Roof Board, 0.4375-inch DEXcell Flexible FAST Flex KEE HP / Low VOC PVC BA -52.5
steel insulating concrete SecurShield (RIBBON) Cement Roof Board or min. 0.5-inch SecurShield DT (RIBBON)
J HD, SecurShield HD Plus or EcoStorm VSH or
min. 2-inch SecurShield HD Composite or min.
1.5-inch StormBase
Min. 22 ga., Min. 300 psi, pre- Min. 1.5-inch Flexible FAST or Flexible FAST or
LWC-19 Type BV, existent cellular Insu.IBése Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or Sure- 75.0
Grade 40 lightweight ¥ (RIBBON, 6-inch P v DT (RIBBON, 6- Flex KEE HP / Low VOC PVC BA '
. - SecurShield .
steel insulating concrete o.c.) inch o.c.)
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) I8 ac (Note 15) (psf)*
Type (Notes 6,7,8) Type (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
insulation
Min. 22 ga., Min. 300 psi, pre- (Optional) Min Flexible FAST or 722‘)’(6“')'0;;%lM'ni\/lo'fi—ln?hBDen;Degléz[;:g&K Flexible FAST or
LWC-20 Type BV, existent cellular 1 :—inch InsuIB.ase Flexible FAST DT G ce Fib a;s faB 0(; 00:?:750,r h DEXcell Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or Sure- 75.0
Grade 40 lightweight orineh * | (RIBBON, 6-inch | PYPsum-tiber Root Board, ©.837/5-Inch BE7ce DT (RIBBON, 6- | Flex KEE HP / Low VOC PVC BA ‘
steel insulating concrete SecurShield 0.c) Cement Roof Board or min. 0.5-inch SecurShield inch 0.c.)
e HD, SecurShield HD Plus or EcoStorm VSH or -
min. 2-inch SecurShield HD Composite or min.
1.5-inch StormBase
Min. 2,500 psi | M- 300 psi, pre= 1 g 5 inch Flexible FAST or Flexible FAST or
existent cellular . . - y y . Sure-Flex PVC, Sure-Flex PVC FRS or Sure-
LWC-21 | structural lightweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST Flex KEE HP / Low VOC PVC BA -187.5
concrete X g R e SecurShield (RIBBON) DT (RIBBON)
insulating concrete
Insulation: (Optional) Additional layer(s) base
insulation
. . | Min. 300 psi, pre- . . . Coverboard: Min. 0.25-inch DensDeck Prime or .
Min. 2,500 psi existent cellular (Opt.lonal) Min. FIex!bIe FAST or DEXcell FA Glass Mat Roof Board, 0.4375-inch Flex!ble FAST or Sure-Flex PVC, Sure-Flex PVC FRS or Sure-
LWC-22 | structural . . 1.5-inch InsulBase, | Flexible FAST DT ! K Flexible FAST -187.5
lightweight . DEXcell Cement Roof Board or min. 0.5-inch Flex KEE HP / Low VOC PVC BA
concrete X R SecurShield (RIBBON) X X DT (RIBBON)
insulating concrete SecurShield HD, SecurShield HD Plus or EcoStorm
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
in. i - ) ) ) Insulation: (Optional) Additional | b .
Min. 2,500 psi Ml.n 300 psi, pre (Optional) Min. Flexible FAST or .nsu 3 .|on (Optional) itional layer(s) base Flexible FAST or
existent cellular . y insulation . Sure-Flex PVC or Sure-Flex KEE HP / Low
LWC-23 | structural lishtweight 1.5-inch InsulBase, | Flexible FAST DT c board: Min. 0.25-inch SECUROCK G Flexible FAST VOC PVC BA -187.5
concrete 'g R e SecurShield (RIBBON) 7_0\@’ oard: Min. ©.2>-InC ypsum DT (RIBBON)
insulating concrete Fiber Roof Board
in. i - i Insulation: (Optional) Additional layer(s) base i
Min. 2,500 psi |V|I'I’l 300 psi, pre (Optional) Min. Flex!ble FAST or Insulation (Op ) yer(s) Flex!ble FAST or
lwe-2a | structural existent cellular 1 5-inch InsulBase Flexible FAST DT insulation Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or Sure- -330.0
lightweight ) . " | (RIBBON, 6-inch Coverboard: Min. 0.4375-inch DEXcell Cement DT (RIBBON, 6- Flex KEE HP / Low VOC PVC BA '
concrete . - SecurShield - .
insulating concrete o.c.) Roof Board inch o.c.)
) .| Min. 300 psi, pre- . ) Flexible FAST or Flexible FAST or
LWC-25 zfllzctztlfa?lo PS 1 existent cellular :\:;:'lBli;nCh Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST Sure-Flex PVC or Sure-Flex PVC FRS / Low -350.0
lightweight ¥ (RIBBON, 6-inch P v DT (RIBBON, 6- VOC PVC BA '
concrete . . SecurShield .
insulating concrete o.c.) inch o.c.)
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

Base Insulation Layer

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Top Insulation Layer(s)

NEmoO | etc.e

WB

System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) I8 ac (Note 15) (psf)*
Type (Notes 6,7,8) Type (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
. .| Min. 300 psi, pre- . . Flexible FAST or insulation Flexible FAST or
LWC-26 L\frlchl;':’go psi existent cellular gogtilr:);a&m:ggse Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST Sure-Flex PVC, Sure-Flex PVC FRS or Sure- 350.0
lightweight : . " | (RIBBON, 6-inch DEXcell FA Glass Mat Roof Board or min. 0.5-inch | DT (RIBBON, 6- Flex KEE HP / Low VOC PVC BA ’
concrete . R SecurShield X X .
insulating concrete o.c.) SecurShield HD, SecurShield HD Plus or EcoStorm | incho.c.)
VSH or min. 2-inch SecurShield HD Composite
Min. i - Flexible FAST Insulation: (Optional) Additional layer(s) base Flexible FAST
Min. 2,500 psi exlir;t:)r?tocZIslll’JIZ:e (Optional) Min. F@:EE FAZT ng instjlatilon (Optional) Addi vere) F@:Eli FAiT *
LWC-27 | structural . . 1.5-inch InsulBase, R . . Sure-Flex KEE HP / Low VOC PVC BA -350.0
e lightweight e (RIBBON, 6-inch | Coverboard: Min. 0.25-inch SECUROCK Gypsum- | DT (RIBBON, 6- | >"'o /Low
concrete . - SecurShield - .
insulating concrete o.c.) Fiber Roof Board inch o.c.)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . Sure-Flex PVC FleeceBACK, Sure-Flex
$/I|né é%lga., Z(Iirst:r?tocZIsllt’JIZ:e- Min. 1.5-inch Flexible FAST or Flexible FAST or | PVC FRS FleeceBACK or Sure-Flex KEE
LWC-28 G\;Zde 46 lishtweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST HP FleeceBACK / Flexible FAST or -52.5
lghtwelg SecurShield (RIBBON) DT (RIBBON) Flexible FAST DT (FULL) or HydroBond
steel insulating concrete
WB
Insulation: (Optional) Additional layer(s) base
g S Flex PVC Fl BACK, S FI
) ) ) ) ) . ure-Flex eece , Sure-Flex
_'I\_/Imé ﬁlga., Zl)l(li;:r?tocZIsllt’lerre- (Optional) Min. Flexible FAST or %&;|MIni\/?.fSR-lnfthDen;DecslézU:]g'CK Flexible FAST or | PVC FRS FleeceBACK or Sure-Flex KEE
LWC-29 G\;gde 46 lightweight 1.5-inch InsulBase, | Flexible FAST DT Gypgjm Fibe?i:oofaBo:r?j Ororanrin o(; oinch Flexible FAST HP FleeceBACK / Flexible FAST or -52.5
) ) SecurShield RIBBON ) T DT (RIBBON i
steel insulating concrete ecurshie ( ) SecurShield HD, SecurShield HD Plus or EcoStorm ( ) {:Alleé(lble FAST DT (FULL) or HydroBond
VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
Min. 22 ga. Min. i - Insulation: (Optional) Additional layer(s) base - -
in. 22 ga., in 300 psi, pre (Optional) Min. W, W & Insulati (Optional) Additi yer(s) Flexible FAST o | Sure-Flex PVC FleeceBACK, Sure-Flex
Type BV, existent cellular . . insulation . PVC FRS FleeceBACK or Sure-Flex KEE
LWC-30 ) ) 1.5-inch InsulBase, | Flexible FAST DT . Flexible FAST . -52.5
Grade 40 lightweight . Coverboard: 0.4375-inch DEXcell Cement Roof HP FleeceBACK / Flexible FAST or
. . SecurShield (RIBBON) - DT (RIBBON) N
steel insulating concrete Board Flexible FAST DT (FULL)
Min. 22 ga., Min. 300 psi, pre- p 3 Flexible FAST or Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-Flex
. Min. 1.5-inch . . PVC FRS FleeceBACK or Sure-Flex KEE
LWC-31 Type BY, existent cellular InsulBase Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST HP FI BACK / Flexible FAST -75.0
Grade 40 lightweight % (RIBBON, 6-inch P v DT (RIBBON, 6- “leece exible or :
. R SecurShield . Flexible FAST DT (FULL) or HydroBond
steel insulating concrete o.c.) inch o.c.)
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) T ac T ac (Note 15) (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
insulation S Flex PVC FI BACK, S FI
Min. 22 ga., Min. 300 psi, pre- ) . Flexible FAST or | Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST or | >Urérex ceCceBALR, sure-Hex
R (Optional) Min. . —_— . PVC FRS FleeceBACK or Sure-Flex KEE
Type BV, existent cellular . Flexible FAST DT DEXcell FA Glass Mat Roof Board or SECUROCK Flexible FAST X

LWC-32 . . 1.5-inch InsulBase, R X R R HP FleeceBACK / Flexible FAST or -75.0
Grade 40 lightweight securShield (RIBBON, 6-inch Gypsum-Fiber Roof Board or min. 0.5-inch DT (RIBBON, 6- Flexible FAST DT (FULL) or HydroBond
steel insulating concrete o.c.) SecurShield HD, SecurShield HD Plus or EcoStorm | inch o.c.) WB Y

VSH or min. 2-inch SecurShield HD Composite or
min. 1.5-inch StormBase
Min. 22 ga., Min. 300 psi, pre- ) ) Flexible FAST or Insulation: (Optional) Additional layer(s) base Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-Flex
R (Optional) Min. . N " .

LWC-33 Type BV, existent cellular 1.5-inch InsulBase Flexible FAST DT insulation Flexible FAST PVC FRS FleeceBACK or Sure-Flex KEE 75.0
Grade 40 lightweight Sécurshield " | (RIBBON, 6-inch Coverboard: 0.4375-inch DEXcell Cement Roof DT (RIBBON, 6- HP FleeceBACK / Flexible FAST or '
steel insulating concrete o.c.) Board inch o.c.) Flexible FAST DT (FULL)

. . Sure-Flex PVC FleeceBACK, Sure-Flex
. . | Min. 300 psi, pre- . . . .
Min. 2,500 psi existent cellular Min. 1.5-inch Flexible FAST or Flexible FAST or | PVC FRS FleeceBACK or Sure-Flex KEE

LWC-34 | structural lishtweight InsulBase, Flexible FAST DT (Optional) Additional layer(s) of base insulation Flexible FAST HP FleeceBACK / Flexible FAST or -187.5
concrete lghtwelg SecurShield (RIBBON) DT (RIBBON) Flexible FAST DT (FULL) or HydroBond

insulating concrete
WB
Insulation: (Optional) Additional layer(s) base
Min. 300 bsi. pre- insulation Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 2,500 psi exiséent CZ”L’HZF (Optional) Min. Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST or | PVC FRS FleeceBACK or Sure-Flex KEE

LWC-35 | structural lishtweight 1.5-inch InsulBase, | Flexible FAST DT DEXcell FA Glass Mat Roof Board or min. 0.5-inch | Flexible FAST HP FleeceBACK / Flexible FAST or -187.5

concrete X s R s SecurShield (RIBBON) SecurShield HD, SecurShield HD Plus or EcoStorm | DT (RIBBON) Flexible FAST DT (FULL) or HydroBond
insulating concrete - - - ;
VSH or min. 2-inch SecurShield HD Composite or WB
min. 1.5-inch StormBase
Min. 300 psi. pre Insulation: (Optional) Additional layer(s) base s Flex PVC I . i
n. I - N N - -
Min. 2,500 psi existent CZ”l,JElr (Optional) Min. Flexible FAST or insulation Flexible FAST or P:/::eFREXFI Bi\e(;? S ’ uFrIe KeEXE

LWC-36 | structural lightweight 1.5-inch InsulBase, | Flexible FASTDT | Coverboard: Min. 0.25-inch SECUROCK Gypsum- | Flexible FAST Hp Fleece;:éi / Flex(i)t:IeuF':éT eo’: -187.5

concrete X R SecurShield (RIBBON) Fiber Roof Board or 0.4375-inch DEXcell Cement DT (RIBBON) X
insulating concrete Flexible FAST DT (FULL)

Roof Board
. . . . Sure-Flex PVC FleeceBACK, Sure-Flex
. .| Min. 300 psi, - . . Flexible FAST Flexible FAST ’

Min. 2,500 psi | - 200 Pst pre Min. 1.5-inch extoie TAS or Ve AT OT 1 byC FRS FleeceBACK or Sure-Flex KEE

existent cellular Flexible FAST DT . " . . Flexible FAST X
LWC-37 | structural . . InsulBase, . (Optional) Additional layer(s) of base insulation HP FleeceBACK / Flexible FAST or -350.0

lightweight . (RIBBON, 6-inch DT (RIBBON, 6- i

concrete . R SecurShield . Flexible FAST DT (FULL) or HydroBond
insulating concrete o.c.) inch o.c.) WB
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

X X Base Insulation Layer Top Insulation Layer(s)
System Deck Lightweight Ceah e Roof Cover MDP
No. (Note 1) Concrete (Note 14) T ac T ac (Note 15) (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base s Flex PVC Fl BACK. S i
Min. 2.500 psi Min. 300 psi, pre- (Optional) Min Flexible FAST or insulation Flexible FAST or Pijlrce;:R:XFl BTCC; s ’ uFrIe- KeEXE
T P existent cellular p. ) Flexible FAST DT Coverboard: Min. 0.25-inch DensDeck Prime, Flexible FAST eece ,Or ure-riex
LWC-38 | structural . X 1.5-inch InsulBase, R T R . HP FleeceBACK / Flexible FAST or -350.0
concrete lightweight SecurShield (RIBBON, 6-inch DEXcell FA Glass Mat Roof Board or min. 0.3sinchiy, DTYRIBBON, 6- Flexible FAST DT (FULL) or HydroBond
insulating concrete o.c.) SecurShield HD, SecurShield HD Plus or EcoStorm | incho.c.) WB Y
VSH or min. 2-inch SecurShield HD Composite
Insulation: (Optional) Additional layer(s) base
. .| Min. 300 psi, pre- . . Flexible FAST or X » I (Opti ) " ver(s) Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure-Flex
Min. 2,500 psi X (Optional) Min. . insulation .
existent cellular . Flexible FAST DT ) ) Flexible FAST PVC FRS FleeceBACK or Sure-Flex KEE
LWC-39 | structural . . 1.5-inch InsulBase, ) Coverboard: Min. 0.25-inch SECUROCK Gypsum- ; -350.0
lightweight . (RIBBON, 6-inch _— \ DT (RIBBON, 6- HP FleeceBACK / Flexible FAST or
concrete . . SecurShield Fiber Roof Board or 0.4375-inch DEXcell Cement . .
insulating concrete o.c.) Roof Board inch o.c.) Flexible FAST DT (FULL)

TABLE 48-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK—NEW CONSTRUCTION
SYSTEM TYPE F: LWCTO STEEL DECK, BONDED BAREBACK ROOF COVER

System Deck Lightweight Concrete (Note 14) Supplemental Attachment Roof Cover (Note 15) MDP
No. eck (Note 1) Type | Treatment Fastener Density Type Attach (psf)
BAREBACK APPLICATIONS:
Min. 24 ga., Type 1.0FDV Grade CELCORE (FL2037):
80 steel; 6 ft span; 5/8” puddle Treatment: Celcore S-1 Deck Preparation Slurry LWC:
LWC-40 welds with weFI)d was/hers, 8-inch Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular None None N/A Sure-Flex PVC Low VOC PVC BA 375
o.c. Concrete with Celcore HS Rheology Modifying Admixture
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi,
LWC-41 steel, 6 ft span, %" puddle welds min. 2-inch thick Celcore MF Cellular Concrete (cast with or None None N/A Sure-Flex PVC Low VOC PVC BA -60.0
with weld- washers, 6” o.c. without min. 1-inch EPS holey board). Note A.
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi,
LWC-42 steel, 6 ft span, %" puddle welds min. 2-inch thick Celcore MF Cellular Concrete (cast with or None Note 2 1per9.0ft2 | Sure-Flex PVC Low VOC PVC BA -67.5
with weld- washers, 6” o.c. without min. 1-inch EPS holey board). Note A.
] CELCORE (FL2037):
Min. 22 ga., Type B\,{’ Grade 40 Treatment: Celcore S-1 Deck Preparation Slurry LWC:
LWC-43 steel; 6 ft.span; 5/8” puddle Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular None None N/A Sure-Flex PVC Low VOC PVC BA -82.5
welds, 6-inch o.c.
Concrete with Celcore HS Rheology Modifying Admixture
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi,
LWC-44 steel, 6 ft span, %" puddle welds min. 2-inch thick Celcore MF Cellular Concrete (cast with or None Note 2 1 per1.0ft2| Sure-Flex PVC Low VOC PVC BA -90.0
with weld- washers, 6” o.c. without min. 1-inch EPS holey board). Note A.
Min. 22 ga., Type BV, Grade 80 CONCRECEL (FL5584 & FL10500): Concrecel Bonding Agent Concrecel
LWC-45 steel; 5 ft span; 5/8” puddle welds followed by min. 350 psi, min. 2.25-inch thick, Concrecel Curing N/A N/A Sure-Flex KEE HP Low VOC PVC BA -97.5
with weld washers, 6” o.c. Lightweight Insulating Concrete (EPS holey board optional) Compound
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TABLE 48-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK—NEW CONSTRUCTION
SYSTEM TYPE F: LWC TO STEEL DECK, BONDED BAREBACK ROOF COVER

System Lightweight Concrete (Note 14) Supplemental Attachment Roof Cover (Note 15) MDP
No. el Type Treatment Fastener Density Type Attach (psf)
Min. 20 ga., Type BV, Grade 33
steel; max. 6-ft 3-inch span; 5/8” ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell
LWC-46 puddle welds or #12 HWH Teks, 6” | Range Il LWIC (EPS board optional) None None N/A Sure-FIS KEE HP Low VOC PVC BA 525
o.c.
:fér;'l,zi ag:-,ﬁTz(p:p:\r:: SG/rgf'e 3 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell
LWcC-47 | ! ! Range Il LWIC (Minimum 2-inch thick, minimum 1.0 pcf EPS holey | None None N/A Sure-Flex KEE HP Low VOC PVC BA -82.5
puddle welds or #12 HWH :
" board required)
Teks, 6” o.c.
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell
LWC-48 steel; 5-ft span; 5/8” puddle Range Il LWIC (Minimum 1-inch thick, minimum 1.0 pcf EPS holey | None None N/A Sure-Flex KEE HP Low VOC PVC BA -97.5
welds or #12 HWH Teks, 6” o.c. board required)
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell
LWC-49 steel; 5-ft span; 5/8” puddle Range Il LWIC (Minimum 2-inch thick, minimum 1.0 pcf EPS holey | None None N/A Sure-Flex KEE HP Low VOC PVC BA -112.5
welds or #12 HWH Teks, 6” o.c. board required)

TABLE 48-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE F: LWC TO STEEL DECK, BONDED FLEECEBACK ROOF COVER
System Lightweight Concrete (Note 14) Supplemental Attachment Roof Cover (Note 15) MDP
Deck (Note 1 .
No. (Note 1) Type Treatment Fastener Density Type Attach (psf)
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
) CELCORE (FL2037): .
2’\;/(|)m.t24|-gg¥tType 150/';?V G(;Z‘Ije Treatment: Celcore S-1 Deck Preparation Slurry LWC: Sure-Flex PVC FleeceBACK, Sure- E:exlz:e Eﬁg ng
LWC-50 steel; Bt span; >/ puddie Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Celcore PVA | None N/A Flex PVC FRS FleeceBACK or exivle 375
welds with weld washers, 8-inch X ) (RIBBON, 12-
o Concrete with Celcore HS Rheology Modifying Sure-Flex KEE HP FleeceBACK inch o.c.)
o Admixture o
CELCORE (FL2037): .
Min. 22 ga., Type BV, Grade 40 Treatment: Celcore S-1 Deck Preparation Slurry LWC: Sure-Flex PVC FleeceBACK, Sure- E:Ei:g:: Eﬁg ng
LWC-51 steel; 6 ft span; 5/8” puddle Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Celcore PVA None N/A Flex PVC FRS FleeceBACK or (RIBBON, 6- -82.5
welds, 6-inch o.c. Concrete with Celcore HS Rheology Modifying Sure-Flex KEE HP FleeceBACK inch o.c )’
Admixture “
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 :E:ZEE :xg E:::EF;’EE&CK Flexible FAST or
LWC-52 steel, 6 ft span, %" puddle welds psi, min. 2-inch thick Celcore MF Cellular Concrete (cast with None None N/A Flexible FAST DT -60.0
X ” . ) : or Sure-Flex KEE HP
with weld- washers, 6” o.c. or without min. 1-inch EPS holey board). Note A. (FULL)
- FleeceBACK
- B.
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 ZE;ZEE Exg i:::??ee’zg'é;w Flexible FAST or
LWC-53 steel, 6 ft span, %" puddle welds psi, min. 2-inch thick Celcore MF Cellular Concrete (cast with None Note 2 1 per 9.0 ft2 Flexible FAST DT -67.5
. ” \ . . or Sure-Flex KEE HP
with weld- washers, 6” o.c. or without min. 1-inch EPS holey board). Note A. FleeceBACK (FULL)
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TABLE 48-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE F: LWC TO STEEL DECK, BONDED FLEECEBACK ROOF COVER
System Lightweight Concrete (Note 14) Supplemental Attachment Roof Cover (Note 15) MDP
Deck (Note 1) - (psf)
No. Type Treatment Fastener Density Type Attach
22;2}.2: fgtas" Iz?eums:z:ﬁj? CELCORE (FL2037): Min. 38 pcf wet cast density, min. 200 zﬁ:zgz Exg E:f:ﬁfi’tggl\w Flexible FAST or
LWC-54 e pan; p psi, min. 2-inch thick Celcore MF Cellular Concrete (cast with Celcore PVA None N/A Flexible FAST DT -67.5
with 3/8-inch weld- washers, . K R or Sure-Flex KEE HP
” or without min. 1-inch EPS holey board). Note A. (FULL)
6” o.c. - FleeceBACK
Min. 22 ga., Type BV, Grade 33 CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 :E:Z:E:zi Egg EE:;?EZIZZEACK Flexible FAST or
LWC-55 steel, 6 ft span, %" puddle welds psi, min. 2-inch thick Celcore MF Cellular Concrete (cast with None Note 2 1 per 1.0 ft2 Flexible FAST DT -120.0
. " . ) ) or Sure-Flex KEE HP
with weld- washers, 6” o.c. or without min. 1-inch EPS holey board). Note A. (FULL)
FleeceBACK
CONCRECEL (FL5584 & FL10500): Deck primed with .
| -Flex PVC FI BACK
Min. 22 ga., Type BV, Grade 80 Concrecel Bonding Agent at 600 ft2/gallon. Min. 350 psi, (Optional) sure-Flex PVC FleeceBACK, .
” . . . ) N . Concrecel Sure-Flex PVC FRS FleeceBACK Flexible FAST
LWC-56 steel; 5-ft span; 5/8” puddle min. 2-inch thick, Concrecel Lightweight Insulating Concrete . None N/A -97.5
. N L ) . . Curing or Sure-Flex KEE HP (FULL)
welds with weld-washers, 6” o.c. (Minimum 1-inch thick, minimum 1.0 pcf EPS holey board
. Compound FleeceBACK
required)
Min. 22 ga., Type BV, Grade 80 CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch 33::221 xg E:::EF:;ACEE’ACK Flexible FAST
LWC-57 steel; max. 6-ft span; 5/8” thick, Concrecel Lightweight Insulating Concrete (No EPS None None N/A -105.0
uddle welds. 6” o.c board) or Sure-Flex KEE HP (FULL)
P oo FleeceBACK
Min. 22 ga., Type BV, Grade 80 CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch Sure-Flex PVC FleeceBACK, i
” . R . X L Sure-Flex PVC FRS FleeceBACK Flexible FAST
LWC-58 steel; max. 6-ft span; 5/8” puddle thick, Concrecel Lightweight Insulating Concrete (Minimum None None N/A -135.0
. ” . R L R or Sure-Flex KEE HP (FULL)
welds with weld-washers, 6” o.c. 2-inch thick, minimum 1.0 pcf EPS holey board required)
FleeceBACK
Min. 20 ga., Type BV, Grade 33 Sure-Flex PVC FleeceBACK,
steel; max. 6-ft 3-inch span; 5/8” ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Sure-Flex PVC FRS FleeceBACK Flexible FAST
LWC-59 puddle welds or #12 HWH Teks, 6” | Range Il LWIC (EPS board optional) None None N/A or Sure-Flex KEE HP (FULL) 52:5
o.c. FleeceBACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell sure-Flex PVC FleeceBACK, )
Lweeo | Steeh max. 6-ftspan; 5/8 Range Il LWIC (Minimum 2-inch thick, minimum 1.0 pcf EPS | None None N/A sure-Flex PVC FRS FleeceBACK | Flexible FAST -82.5
puddle welds or #12 HWH holeg board required) g OP or Sure-Flex KEE HP (FULL) :
Teks, 6” o.c. v q FleeceBACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell :EIZE:Z: Exg E:f:if;’iﬁg;\ « Flexible FAST
LWC-61 steel; 5-ft span; 5/8” puddle Range Il LWIC (Minimum 1-inch thick, minimum 1.0 pcf EPS None None N/A -97.5
welds or #12 HWH Teks, 6” o.c holey board required) or Sure-Flex KEE HP (FULL)
)07 0C Y au FleeceBACK
Min. 22 ga., Type BV, Grade 33 ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell :E:ZEE Exg E:::EFEZ/EEE;\CK Cloxible FAST
LWC-62 steel; 5-ft span; 5/8” puddle Range Il LWIC (Minimum 2-inch thick, minimum 1.0 pcf EPS None None N/A -112.5
welds or #12 HWH Teks, 6” o.c holey board required) or Sure-Flex KEE HP (FuLL)
10706 ¥ q FleeceBACK
Note | A.) Ifthe type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength testing
shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield an
average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION

SYSTEM TYPE F: LWC TO CONCRETE DECK, BONDED BAREBAC

ROOF COVER

Roof Cover (Note 15)

NEmoO | etc.e

System . . MDP
No. Deck (Note 1) Lightweight Concrete (Note 14) VemBane Application (psf)
BAREBACK APPLICATIONS:
Min. 2,500 psi CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore
PSR structural concrete MF Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. SuredRelVY Low VOC PVC BA 2200
WC-64 Min. 2,500 psi CONCRFCEL (FL5584 & FL10500): er?. 350 psi, min. 2.5-inch thick, Concrecel Lightweight Sure-Flex KEE HP Low VOC PVC BA 43300
structural concrete Insulating Concrete (EPS board optional)
Min. 2.500 psi Min. 350 psi, min. 2-inch thick cellular lightweight insulating concrete; Note: To qualify
LWC-65 e P the LWIC under this assembly, an OMG CR-R Assembled Base Sheet Fastener (1.7 in.) Sure-Flex KEE HP Low VOC PVC BA -330.0
structural concrete . L .
shall achieve minimum fastener withdrawal of 101 Ibf per Note 11.
TABLE 4¢-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE F: LWC TO CONCRETE DECK, BONDED FLEECEBACK ROOF COVER
System . . Roof Cover (Note 15) MDP
No. Deck (Note 1) Lightweight Concrete (Note 14) Membrane | Application (psf)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . . . Q. . : Flexible FAST or
LWC-66 Min. 2,500 psi CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST DT 2325
structural concrete MF Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. FleeceBACK or Sure-Flex KEE HP FleeceBACK (FULL) ’
Min. 2,500 psi CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS )
ey structural concrete Insulating Concrete (EPS board optional) FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST (FULL) 282:5
Min. 2,500 psi ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
pleEs structural concrete optional) FleeceBACK or Sure-Flex KEE HP FleeceBACK Flexible FAST (FULL) 240.0
Min. 2,500 psi - - : . . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
LWC-69 structural concrete ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) FleeceBACK or Sure-Elex KEE HP FleeceBACK Flexible FAST (FULL) -250.0
. . Min. 350 psi, min. 2-inch thick pre-existent cellular lightweight insulating concrete;
Min. 2 -Flex PVC FI BACK -Flex PVC FR
LWC-70 in. 2,500 psi Note: To qualify the LWIC under this assembly, an OMG CR-R Assembled Base Sheet Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST (FULL) -282.5
structural concrete . i . R FleeceBACK or Sure-Flex KEE HP FleeceBACK
Fastener (1.7 in.) shall achieve a minimum fastener withdrawal of 101 Ibf per Note 11.
. . Min. 350 psi, min. 2-inch thick pre-existent cellular lightweight insulating concrete; Flexible FAST DT
Min. 2 -Flex PVC FI BACK -Flex PVC FR
LWC-71 strI:ctl;-:’:IOch::crete Note: To qualify the LWIC under this assembly, an OMG CR-R Assembled Base Sheet i::er:ceISe,’:(CK (():r SifSFlexCK,EEUI-:E Flee:ceBi CKS (SPLATTER at 3.5- -345.0
Fastener (1.7 in.) shall achieve a minimum fastener withdrawal of 101 Ibf per Note 11. 4.0 Ibs/sq)
Note: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength

testing shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall
yield an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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TABLE 4p: PRE-EXISTENT LIGHTWEIGHT INSULATING CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when installed atop the pre-existent substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Field Roof Cover (Note 15
System Substrate (Note 1, Note 12) i ield QA Primer ( ) MDP
No. Fastener Withdrawal per TAS 105 per Note 11 Base Ply | Cap Ply (psf)?
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
FLEECEBACK MEMBRANES:
LWC.72 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Il Adhesive/Primer | SureMB 70 SA, Sure-Flex PVC FleeceBACK / 2975
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 Ibf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) ’
LWC.73 Pre-existent cellular lightweight Fastener: Carlisle 1.8 Dual Prong Base Sheet Fasteners CAV-GRIP Ill Adhesive/Primer | SureMB 70 SA, Sure-Flex KEE HP FleeceBACK / 3600
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 Ibf at 0.225 gal/square self-adhering Flexible FAST (FULL, SPLATTER) ’
LWC.74 Pre-existent.cellular Iightweight . Fa.st.ener: Carlisle 1.§ D.uaI Pljong Base Sheet Fasteners None None Sure.-FIex PVC FleeceBACK / 3725
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
LWC.75 Pre-existent.cellular Iightweight . Fa.st.ener: Carlisle 1.§ D.uaI Pljong Base Sheet Fasteners None None Sure.-FIex KEE HP FleeceBACK / -410.0
concrete, min. 760 psi, min. 2-inch thick Minimum Characteristic Resistance Force (MCRF): 204 |bf Flexible FAST (FULL, SPLATTER)
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 168 FOR VAPOR BARRIER OPTIONS.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
ac| ac|
No. (Note 1) Type Type Type Application (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) yp PP
BAREBACK APPLICATIONS:
Insulation: (Optional) Additional layer(s) base
. . . insulation .
Min. 2-inch (Optional) Min. 1.5-inch InsulBase, FIex!bIe FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flex!ble NP Sure-Flex PVC or Sure-Flex CAV-GRIP
CWEF-1 Tectum . Flexible FAST DT — . Flexible FAST DT . -82.5
SecurShield FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber PVC FRS PVC Adhesive
Plank (RIBBON) ) ) X (RIBBON)
Roof Board, Min. 0.5-inch SecurShield HD,
SecurShield HD Plus or EcoStorm VSH
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Min. 1.5-inch InsulBase, SecurShield Flexible FAST or 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Flexible FAST or Sure-Flex PVC or Sure-Flex CAV-GRIP
CWE-2 Tectum and/or min. 2-inch SecurShield HD Flexible FAST DT Board or SECUROCK Gypsum-Fiber Roof Board or Flexible FAST DT PVC RS PVC Adhesive -82.5
Plank Composite (RIBBON) min. 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON)
EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2-inch . . . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flexible FAST or
1) Min. 1.5-inch | 1B T i’ -Flex PV -FI H B
CWF-3 | Tectum (SZE:'%T]?G)I g >rinchInsulBase, | fiexible FASTDT | FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber | Flexible FAST DT 'S):’/rceFR:X C or Sure-Flex Bfm ond 825
Plank (RIBBON) Roof Board, Min. 0.5-inch SecurShield HD, (RIBBON)
SecurShield HD Plus or EcoStorm VSH or Min. 1.5-inch
StormBase
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Min. 1.5-inch InsulBase, SecurShield Flexible FAST or 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Flexible FAST or Sure-Flex PVC or Sure-Flex HvdroBond
CWF-4 Tectum and/or min. 2-inch SecurShield HD Flexible FAST DT Board or SECUROCK Gypsum-Fiber Roof Board or Flexible FAST DT PVC FRS BYA -82.5
Plank Composite (RIBBON) min. 0.5-inch SecurShield HD, SecurShield HD Plus or (RIBBON)
EcoStorm VSH
Insulation: (Optional) Additional layer(s) base
insulation
Min. 2-inch . . . Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flexible FAST or
Optional) Min. 1.5-inch InsulBase, X s ! . Sure-Flex PVC, Sure-Flex PVC Low VOC PVC
CWF-5 | Tectum (Se’c)ulrshie)l g ! ' ! Flexible FASTDT | FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber | Flexible FAST DT F;S - St)jre—FIequEE HP" 5 A"" -82.5
Plank (RIBBON) Roof Board, 0.4376-inch DEXcell Cement Roof Board, (RIBBON)
Min. 0.5-inch SecurShield HD, SecurShield HD Plus or
EcoStorm VSH or Min. 1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min.
.25-i DensD i DE
Min. 2-inch Min. 1.5-inch InsulBase, SecurShield Flexible FAST or 0.25-inch DensDeck Prime, ).(CQ” FA Glass Mat Roof Flexible FAST or
R . Y . Board or SECUROCK Gypsum-Fiber Roof Board, X Sure-Flex PVC, Sure-Flex PVC Low VOC PVC
CWF-6 Tectum and/or min. 2-inch SecurShield HD Flexible FAST DT ) X Flexible FAST DT -82.5
Plank Composite (RIBBON) 0.4376-inch DEXcell Cement Roof Board or min. 0.5- (RIBBON) FRS or Sure-Flex KEE HP BA
posi inch SecurShield HD, SecurShield HD Plus or EcoStorm
VSH
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 168 FOR VAPOR BARRIER OPTIONS.

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
ac| ac|
No. (Note 1) Type Type Type Application (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) yp PP
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Flexible FAST 0.25-inch DensDeck Prime, DE).(ceII FA Glass Mat Roof Flexible FAST (FULL)
. . . . Board or SECUROCK Gypsum-Fiber Roof Board or X Sure-Flex PVC or Sure-Flex CAV-GRIP
CWEF-7 Tectum Min. 1-inch InsulBase or SecurShield (FULL) or Flexible . . . . or Flexible FAST DT . -277.5
Plank FAST DT (FULL) min. 0.5-inch SecurShield HD, SecurShield HD Plus or (FULL) PVC FRS PVC Adhesive
EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board or
Min. 2-inch SECUROCK Gypsum-Fiber Roof Board Flexible FAST
CWF-8 Tectum or min. 0.5-inch SecurShield HD, (FULL) or Flexible None N/A i%?;:gx PVC or Sure-Flex ECXf;I'I\Zsive -277.5
Plank SecurShield HD Plus or EcoStorm VSH FAST DT (FULL)
or min. 1.5-inch SecurShield HD
Composite
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Flexible FAST 0.25-inch DensDeck Prime, DE).(ceII FA Glass Mat Roof Flexible FAST (FULL)
R . . . Board or SECUROCK Gypsum-Fiber Roof Board or X Sure-Flex PVC or Sure-Flex HydroBond
CWEF-9 Tectum Min. 1-inch InsulBase or SecurShield (FULL) or Flexible . . ; ) or Flexible FAST DT -277.5
Plank FAST DT (FULL) min. 0.5-inch SecurShield HD, SecurShield HD Plus or (FULL) PVC FRS WB
EcoStorm VSH or min. 1.5-inch SecurShield HD
Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board or
Min. 2-inch SECUROCK Gypsum-Fiber Roof Board Flexible FAST
CWF-10 | Tectum or min. 0.5-inch SecurShield HD, (FULL) or Flexible None N/A i%?;::x PVC or Sure-Flex \I;!vy;roBond -277.5
Plank SecurShield HD Plus or EcoStorm VSH | FAST DT (FULL)
or min. 1.5-inch SecurShield HD
Composite
(Optional) Additional layer(s) base insulation, min.
Min. Ziinch FleXTygghsT gf:r_t;n;r siiﬁsfgéﬁ lz;”mseljn?-EF)i(EZIrl ;ﬁo?giir“gat oo | Fieive FasT (FuL Sure-Flex PVC, Sure-Flex PVC
CWF-11 | Tectum Min. 1-inch InsulBase or SecurShield | (FULL) or Flexible ! VP ¢ or Flexible FAST DT ' LowVOCBA | -277.5
Plank FAST DT (FULL) 0.4376-inch DEXcell Cement Roof Board or min. 0.5- (FULL) FRS or Sure-Flex KEE HP
inch SecurShield HD, SecurShield HD Plus or EcoStorm
VSH or min. 1.5-inch SecurShield HD Composite
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TABLE 5A: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 168 FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
ac| ac|
No. (Note 1) Type Type Type Application (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) yp PP
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board or
. . SECUROCK Gypsum-Fiber Roof Board, .
Min. 2-inch ; Flexible FAST
CWF-12 | Tectum 0.4376-inch DEXcell Cement Roof (FULL) or Flexible | None N/A sure-Flex PVC, Sure FlexPVC |\ vocga | 2775
Plank Board or min. 0.5-inch SecurShield FAST DT (FULL) FRS or Sure-Flex KEE HP
HD, SecurShield HD Plus or EcoStorm
VSH or min. 1.5-inch SecurShield HD
Composite
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional layer(s) base
insulation
. . . . Sure-Flex PVC FI BACK, Flexible FAST
Min. 2-inch (Optional) Min. 1.5-inch InsulBase Flexible FAST or Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell Flexible FAST or SE::-FI:i PVC FFfSe;TeeceBACK ore:IIex?ble
CWF-13 | Tectum ptiona T ! Flexible FAST DT FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber | Flexible FAST DT -82.5
SecurShield . or Sure-Flex KEE HP FAST DT
Plank (RIBBON) Roof Board, 0.4376-inch DEXcell Cement Roof Board, (RIBBON) FleeceBACK (FULL)
Min. 0.5-inch SecurShield HD, SecurShield HD Plus or
EcoStorm VSH or Min. 1.5-inch StormBase
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Min. 1.5-inch InsulBase, SecurShield Flexible FAST or 0.25-inch DensDeck Prime, DE)‘(ceII FA Glass Mat Roof Flexible FAST or Sure-Flex PVC FleeceBACK, FIeX|bI§ FAST
. . . . Board or SECUROCK Gypsum-Fiber Roof Board, . Sure-Flex PVC FRS FleeceBACK | or Flexible
CWF-14 | Tectum and/or min. 2-inch SecurShield HD Flexible FAST DT . N Flexible FAST DT -82.5
Plank Composite (RIBBON) 0.4376-inch DEXcell Cement Roof Board or min. 0.5- (RIBBON) or Sure-Flex KEE HP FAST DT
P inch SecurShield HD, SecurShield HD Plus or EcoStorm FleeceBACK (FULL)
VSH
(Optional) Additional layer(s) base insulation, min.
Min. 2-inch Flexible FAST 0.25-inch DensDeck Prime, DE).(ceII FA Glass Mat Roof Flexible FAST (FULL) Sure-Flex PVC FleeceBACK, FIembIg FAST
. . . . Board or SECUROCK Gypsum-Fiber Roof Board, X Sure-Flex PVC FRS FleeceBACK | or Flexible
CWEF-15 | Tectum Min. 1-inch InsulBase or SecurShield (FULL) or Flexible : X or Flexible FAST DT -277.5
Plank FAST DT (FULL) 0.4376-inch DEXcell Cement Roof Board or min. 0.5- (FULL) or Sure-Flex KEE HP FAST DT
inch SecurShield HD, SecurShield HD Plus or EcoStorm FleeceBACK (FULL)
VSH or min. 1.5-inch SecurShield HD Composite
Min. 0.25-inch DensDeck Prime,
DEXcell FA Glass Mat Roof Board or
. . SECUROCK Gypsum-Fiber Roof Board, . Sure-Flex PVC FleeceBACK, Flexible FAST
Min. 2-inch 1§ 4376 inch DEXcell Cement Roof Qi FAST Sure-Flex PVC FRS FleeceBACK | or Flexible
CWF-16 | Tectum . . R (FULL) or Flexible None N/A -277.5
Plank Board or min. 0.5-inch SecurShield FAST DT (FULL) or Sure-Flex KEE HP FAST DT
HD, SecurShield HD Plus or EcoStorm FleeceBACK (FULL)
VSH or min. 1.5-inch SecurShield HD
Composite
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 58: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.

®

Anchor Sheet Base Insulation Top Insulation Layer(s)
System Deck F e e Roof Cover MDP
tener ttac ttac
No. (Note 1) Tvpe s Attach Tvpe Type (Note 15) (psf)
yp (Note 11) yp (Notes 6,7,8) yp (Notes 6,7,8)
BAREBACK APPLICATIONS:
Min. 2- Dual-Prong igr;lcracgi(;)éclsmst::dz‘_ m;:lléi-emm Flexible FAST or (Optional) Additional layer(s) base insulation, Flexible FAST
inch. SureMB Base Sheet 18-inch o cpin two SecurShie,Id Flexible FAST DT min. 0.25-inch DensDeck Prime, DEXcell FA Glass or Flexible Sure-Flex PVC or Sure-
CWEF-17 Fastener, L ; ) (RIBBONS, ~10.5-inch | Mat Roof Board or SECUROCK Gypsum-Fiber Flex PVC FRS / CAV- -30.0
Tectum G2 Base . A staggered rows in and/or min. 2-inch . . K FAST DT .
Plank min. 1.4-inch the center of the SecurShield HD o.c., atop anchor Roof Board or min. 0.5-inch SecurShield HD, (RIBBON) GRIP PVC Adhesive
embedment . sheet fastener rows) SecurShield HD Plus or EcoStorm VSH
sheet Composite
9-inch o.c. in the 4- Min. 1.5-inch . (Optional) Additional layer(s) base insulation,
Min. 2- Dual-Prong inch side laps and InsulBase, FIex!bIe FAST or min. 0.25-inch DensDeck Prime, DEXcell FA Glass Flexible FAST
. Base Sheet A : A Flexible FAST DT } . Sure-Flex PVC or Sure-
CWE-18 inch SureMB Fastener 18-inch o.c. in two SecurShield (RIBBONS, ~10.5-inch Mat Roof Board or SECUROCK Gypsum-Fiber or Flexible Flex PVC FRS / 30,0
Tectum G2 Base min. 1 4-,inch staggered rows in and/or min. 2-inch oc. ato ,aanch;ar Roof Board, 0.4376-inch DEXcell Cement Roof FAST DT HvdroBond B-A :
Plank eml;ec.lment the center of the SecurShield HD Sr']e"et fasptener rows) Board or min. 0.5-inch SecurShield HD, (RIBBON) Y
sheet Composite SecurShield HD Plus or EcoStorm VSH
9-inch o.c. in the 4- Min. 1.5-inch ! (Optional) Additional layer(s) base insulation,
Min. 2- g::::;zz% inch side laps and InsulBase, E::i:g:: E:g g:_ min. 0.25-inch DensDeck Prime, DEXcell FA Glass Flexible FAST Sure-Flex PVC, Sure-
CWE-19 inch SureMB Fastener 18-inch o.c. in two SecurShield (RIBBONS, ~10.5-inch Mat Roof Board or SECUROCK Gypsum-Fiber or Flexible Flex PVC FRS or Sure- 230.0
Tectum G2 Base min. 1 4—,inch staggered rows in and/or min. 2-inch oc & ,anch.or Roof Board, 0.4376-inch DEXcell Cement Roof FAST DT Flex KEE HP / Low VOC :
Plank eml:;ec.|ment the center of the SecurShield HD sf.1e.‘et faftener rows) Board or min. 0.5-inch SecurShield HD, (RIBBON) PVC BA
sheet Composite SecurShield HD Plus or EcoStorm VSH
FLEECEBACK APPLICATIONS (FULL BOND):
. . . . . . ) ) Sure-Flex PVC
) Dual-Prong ?—lnch o.c. inthe 4- Min. 1.5-inch Flexible FAST or (O-pt|onal)-Add|t|onaI Iayer(§) base insulation, ) FleeceBACK, Sure-Flex
Min. 2- inch side laps and InsulBase, " min. 0.25-inch DensDeck Prime, DEXcell FA Glass Flexible FAST
. Base Sheet A . ) Flexible FAST DT ) . PVC FRS FleeceBACK
inch SureMB 18-inch o.c. in two SecurShield . Mat Roof Board or SECUROCK Gypsum-Fiber or Flexible
CWEF-20 Fastener, R R . (RIBBONS, ~10.5-inch ) or Sure-Flex KEE HP -30.0
Tectum G2 Base X 8 staggered rows in and/or min. 2-inch Roof Board, 0.4376-inch DEXcell Cement Roof FAST DT .
min. 1.4-inch . o.c., atop anchor ; . R FleeceBACK / Flexible
Plank the center of the SecurShield HD Board or min. 0.5-inch SecurShield HD, (RIBBON) .
embedment . sheet fastener rows) . FAST or Flexible FAST
sheet Composite SecurShield HD Plus or EcoStorm VSH DT (FULL)
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NEmMO | etc.e

TABLE 5c: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

Deck Roof Cover (Note 15)
System Primer = MDP (psf)
No. (Note 1) Type Attach
CWF-21 Min. 2-inch Tectum None Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or Sure- Flexible FAST (RIBBONS 12-inch o.c.) or Flexible FAST DT 105.0
Plank Flex KEE HP FleeceBACK (RIBBONS 12-inch o.c.) ’
CWE-22 Min. 2-inch Tectum None Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or Sure-Flex Flexible FAST (FULL) or Flexible FAST DT (FULL) 6015
Plank KEE HP FleeceBACK
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
G ("Il)eckl y — p yer(s) prrem (Note 15) o
ote ttac ttac
No. — icati sf;
Note 12) Type Notes 6.7 8 Type Notes 6.7 8 Type Application (psf)
BAREBACK APPLICATIONS:
(Optional) Additional layer(s) base insulation,
Existing Min. 1—|r.1ch InsuIBase,. . Flexible FAST or Flexible min. 0.25-inch DensDeck Prime, DEXcell FA FIex!bIe FAST or Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
G-1. gypsum SecurShield and/or min. 2-inch FAST DT (RIBBON) Glass Mat Roof Board or SECUROCK Gypsum- | Flexible FAST DT FRS Adhesive -237.5
deck SecurShield HD Composite Fiber Roof Board or min. 0.5-inch SecurShield | (RIBBON)
HD, SecurShield HD Plus or EcoStorm VSH
Existing Flexible FAST or Flexible Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC
G-2. gy:;ium Min. 0.5-inch EcoStorm VSH FAST DT (RIBBON) None N/A FRS Adhesive -352.5
o3 EX'Sanri gﬂelcnl;g:;?;ti;e;ﬁ:ssr]fsh?e?é Flexible FAST or Flexible | | N/A Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 3975
B 5P ' FAST DT (RIBBON) FRS Adhesive :
deck HD
Existing . . . .
G4 urm Min. 0.25-inch DEXcell FA Glass | Flexible FAST or Flexible None N/A Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 3975
: i‘;‘;k Mat Roof Board FAST DT (RIBBON) FRS Adhesive :
os EX'S:'u"ng‘ 2’:'2'Egj:(')'gf(hGDe:ZE:_CF'i(bF:r'”Fzgof Flexible FAST or Flexible | N/A Sure-Flex PVC or Sure-Flex PVC | CAV-GRIP PVC 4950
- | B P FAST DT (RIBBON) FRS Adhesive :
deck Board
isti Insulation: (Optional) Additional layer(s) base i
Existing (Optional) Min. 1-inch InsulBase, | Flexible FAST or Flexible L (Op ) " ver(s) Flex!ble FAST or Sure-Flex PVC or Sure-Flex PVC
G-6. gypsum SecurShield FAST DT (RIBBON) insulation Flexible FAST DT FRS HydroBond WB -157.5
deck Coverboard: Min. 1.5-inch StormBase (RIBBON)
Existing . .
. . Flexible FAST or Flexible Sure-Flex PVC or Sure-Flex PVC
G-7 gypsum Min. 1.5-inch StormBase FAST DT (RIBBON) None N/A FRS HydroBond WB -180.0
deck
(Optional) Additional layer(s) base insulation,
Existing Min. 1-inch InsulBase, . . min. 0.25-inch DensDeck Prime, DEXcell FA Flexible FAST or
G-8. gypsum SecurShield and/or min. 2-inch Efg_}bée_l_iﬁls;Bgs;EXIble Glass Mat Roof Board or SECUROCK Gypsum- | Flexible FAST DT 'S::;e-Flex PVC or Sure-Flex PVC HydroBond WB -237.5
deck SecurShield HD Composite Fiber Roof Board or min. 0.5-inch SecurShield | (RIBBON)
HD, SecurShield HD Plus or EcoStorm VSH
Existing . .
. . Flexible FAST or Flexible Sure-Flex PVC or Sure-Flex PVC
G-9. i\gium Min. 0.5-inch EcoStorm VSH FAST DT (RIBBON) None N/A FRS HydroBond WB -352.5
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

System Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) .
(Note 1, Attach Attach .
No. sf;
Note 12) Type Notes 6.7 8 Type Notes 6.7 8 Type Application (psf)
Existing Min. 0.5-inch SecurShield HD, . .
G-10. gypsum SecurShield HD Plus, H- Shield Flexible FAST or Flexible None N/A sure-Flex PVC or Sure-Flex PVC HydroBond WB -397.5
FAST DT (RIBBON) FRS
deck HD
Existing . . . .
Min. 0.25-inch DEXcell FA Glass | Flexible FAST or Flexible Sure-Flex PVC or Sure-Flex PVC
G-11. i‘;‘;i”m Mat Roof Board FAST DT (RIBBON) None N/A FRS HydroBond WB 3975
Existing Min. 0.25-inch DensDeck Prime . .
G-12. | gypsum | or SECUROCK Gypsum-Fiber Roof | cXiple FAST or Flexible | N/A Sure-Flex PVC or Sure-Flex PVC |\ 4 JBond w -495.0
FAST DT (RIBBON) FRS
deck Board
isti Insulation: ional) Additional | i
Existing (Optional) Min. 1-inch InsulBase, | Flexible FAST or Flexible M (Optional) Additional layer(s) base FIex!bIe FAST or Sure-Flex PVC, Sure-Flex PVC FRS
G-13. gypsum Securshield FAST DT (RIBBON) insulation Flexible FAST DT or Sure-Flex KEE HP Low VOC PVC BA -157.5
deck Coverboard: Min. 1.5-inch StormBase (RIBBON)
Existing . .
. . Flexible FAST or Flexible Sure-Flex PVC, Sure-Flex PVC FRS
G-14. i\gzium Min. 1.5-inch StormBase FAST DT (RIBBON) None N/A or Sure-Flex KEE HP Low VOC PVC BA -180.0
(Optional) Additional layer(s) base insulation,
min. 0.25-inch DensDeck Prime, DEXcell FA
Existing Min. 1-inch InsulBase . . ’ Flexible FAST or
R “ ) Flexible FAST or Flexible | Glass Mat Roof Board or SECUROCK Gypsum- X Sure-Flex PVC, Sure-Flex PVC FRS
el gy EZE”Z::::S I"’_‘:E)dé‘;rrnm'c:‘s'itzé'mh FAST DT (RIBBON) Fiber Roof Board, 0.4375-inch DEXcell Cement (F:{Tg:’éeNEAST PT | or sure-Flex KEE HP LowVOCPVCBA | 2375
u P Roof Board or min. 0.5-inch SecurShield HD,
SecurShield HD Plus or EcoStorm VSH
Existing . . . .
Min. 0.4375-inch DEXcell Cement| Flexible FAST or Flexible Sure-Flex PVC, Sure-Flex PVC FRS
G-16. i‘égi“m Roof Board FAST DT (RIBBON) ipre N/A or Sure-Flex KEE HP Low VOCPVCBA | -330.0
617 Ems:::i Min. 0.5-inch EcoStorm VSH Flexible FAST or Flexible None N/A Sure-Flex PVC, Sure-Flex PVC FRS Low VOC PVC BA 3525
: i‘;‘c’k o FAST DT (RIBBON) or Sure-Flex KEE HP :
Existing Min. 0.5-inch SecurShield HD, ! .
Flexible FAST or Flexible Sure-Flex PVC, Sure-Flex PVC FRS
-18. i D - Shi ’ -397.
G-18 gypsum SecurShield HD Plus, H- Shield FAST DT (RIBBON) None N/A or Sure-Flex KEE HP Low VOC PVC BA 397.5
deck HD
Existing ) ) . .
Min. 0.25-inch DEXcell FA Glass | Flexible FAST or Flexible Sure-Flex PVC, Sure-Flex PVC FRS
G-19. i‘é‘;ium Mat Roof Board FAST DT (RIBBON) None N/A or Sure-Flex KEE HP Low VOCPVCBA | -397.5
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
System ("I‘)eckl y — p yer(s) prrem (Note 15) o
ote ttac ttac
No. ) T T T Applicati (psf)
Note 12) ype (Notes 6,7,8) ype (Notes 6,7,8) ype ppiication
Existing Min. 0.25-inch DensDeck Prime . .
X Flexible FAST or Flexible Sure-Flex PVC, Sure-Flex PVC FRS
G-20. gypsum or SECUROCK Gypsum-Fiber Roof] FAST DT (RIBBON) None N/A or Sure-Flex KEE HP Low VOC PVC BA -495.0
deck Board
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing Min. 1-inch InsulBase, . . (O.ptlonal).Add|t|onaI Iayer(§) base insulation, Flexible FAST or Sure-Flex PVC FleeceBACK, Sure- FASTDT, Fle.XIbIe
R . . Flexible FAST or Flexible | min. 0.25-inch DensDeck Prime or SECUROCK . FAST or Flexible
G-21. gypsum SecurShield and/or min. 2-inch . R 7 Flexible FAST DT | Flex PVC FRS FleeceBACK or -45.0
deck SecurShield HD Composite FAST DT (RIBBON) Gypsum-Fiber Roof Board or min. 0.5-inch (RIBBON) Sure-Flex KEE HP FleeceBACk | (51 DT (RIBBON,
P SecurShield HD, SecurShield HD Plus 12-inch o.c.)
Min. 0.25-inch DensDeck Prime .
Existing or SECUROCK Gypsum-Fiber Roof| . . Sure-Flex PVC FleeceBACK, Sure- FASTDT, Fle?(lble
. ) Flexible FAST or Flexible FAST or Flexible
G-22. gypsum Board or Min. 0.5-inch FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or FAST DT (RIBBON -45.0
deck SecurShield HD, SecurShield HD Sure-Flex KEE HP FleeceBACK . !
12-inch o.c.)
Plus
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
isti Insulation: (Optional) Additional | b i - -
Existing (Optional) Min. 1-inch InsulBase, | Flexible FAST or Flexible 7.““ 2 .|on (Optional) ftional layer(s) base Flex!ble FASTor | Sure-Flex PVC FleeceBACK, Sure Flexible FAST or
G-23. gypsum SecurShield FAST DT (RIBBON) insulation Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -157.5
deck Coverboard: Min. 1.5-inch StormBase (RIBBON) Sure-Flex KEE HP FleeceBACK (FEXL'L)E
Existing Flexible FAST or Flexible Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
G-24. gypsum Min. 1.5-inch StormBase FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT -187.5
deck Sure-Flex KEE HP FleeceBACK (FULL)
(Optional) Additional layer(s) base insulation,
Existing | Min. 1-inch InsulBase, ) Ny - 0-25-inch DensDeck Prime, DEXcell FA Flexible FAST or | Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
R . . Flexible FAST or Flexible | Glass Mat Roof Board or SECUROCK Gypsum- X X
G-25. gypsum SecurShield and/or min. 2-inch . . Flexible FAST DT | Flex PVC FRS FleeceBACK or Flexible FAST DT -237.5
deck SecurShield HD Composite FAST DT (RIBBON) Fiber Roof Board, 0.4375-inch DEXcell Cement (RIBBON) Sure-Flex KEE HP FleeceBACK (FULL)
P Roof Board or min. 0.5-inch SecurShield HD,
SecurShield HD Plus or EcoStorm VSH
Existi Insulation: (Optional) Additional layer(s) base Sure-Flex PVC Fl BACK, Sure-
XIStN8 1 optional) Min. L-inch Insulfoam | _ - Insulation: (Optional) ver(s) Flexible FAST ure-iex eeceBALE SUTE! Hlexible FAST
G-26. gypsum IX. XIV or XV Flexible FAST (FULL) insulation (FULL) Flex PVC FRS FleeceBACK or (FULL) -295.0
deck ! Coverboard: Min. 1-inch Insulfoam SP Sure-Flex KEE HP FleeceBACK
Existing Min. 0.25-inchDEXcell FA Glass . . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
) Flexible FAST or Flexible .
G-27. gypsum Mat Roof Board or 0.4375-inch FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT -345.0
deck DEXcell Cement Roof Board Sure-Flex KEE HP FleeceBACK (FULL)
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TABLE 6A: GYPSUM DECKS — GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
G ( ’:m:ckl ulati y — p Insulati yer(s) prrem ver (Note 15) o
ote ttac ttac
No. " icati sf;
Note 12) Type Notes 6.7 8 Type Notes 6.7 8 Type Application (psf)
Existing Flexible FAST or Flexible Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
G-28. gypsum Min. 0.5-inch EcoStorm VSH FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT -352.5
deck Sure-Flex KEE HP FleeceBACK (FULL)
Existing Min. 0.5-inch SecurShield HD, Flexible FAST or Flexible Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
G-29. gypsum SecurShield HD Plus, H- Shield FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT -397.5
deck HD Sure-Flex KEE HP FleeceBACK (FULL)
Existing Min. 0.25-inch DensDeck Prime . . Sure-Flex PVC FleeceBACK, Sure- | Flexible FAST or
X Flexible FAST or Flexible .
G-30. gypsum or SECUROCK Gypsum-Fiber Roof] FAST DT (RIBBON) None N/A Flex PVC FRS FleeceBACK or Flexible FAST DT -495.0
deck Board Sure-Flex KEE HP FleeceBACK (FULL)
Flexible FAST or
Existing . Sure-Flex PVC FleeceBACK, Sure- X
G-31. | gypsum :rer;:elz':s\ﬁrf%)’ spray- N/A None N/A Flex PVC FRS FleeceBACK or {;fjxifles FI':tStTeET -937.5
deck PP Sure-Flex KEE HP FleeceBACK %P
applied)
TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER
. Roof Cover (Note 15
System | p ek (Note 1, Note 12) Primer {Note 15) MDP (psf)
No. Type Attach
G-32. Existing gypsum deck None Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS FleeceBACK or Sure-Flex KEE HP Flexible FAST or Flexible FAST DT (FULL) 295.0
FleeceBACK
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER 7

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate i R B ver(s) S = MDP
ttac ttac
No. Note 1, Note 12 T T T Applicati sf)”
‘ Note 12) ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
BAREBACK APPLICATIONS:
Existing fully-adhered granule-
surfaced asphalt built-up roof (BUR), . Insulation: (Optional) Additional )
smooth-surfaced asphalt built-up (Optional) Min. 1-inch Flex!ble FAST or layer(s) base insulation FIex!bIe FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-1. X Flexible FAST DT . . Flexible FAST DT K -145.0
roof (BUR), granule-surfaced APP or | InsulBase, SecurShield Coverboard: Min. 1.5-inch StormBase PVC FRS Adhesive
o (RIBBON) X ; (RIBBON)
SBS modified bitumen or smooth- or SecurShield HD Composite
surfaced SBS modified bitumen
L ) . Insulation: (Optional) Additional .
Existing fuIIy—adhered asphalt built- Min. 1-inch InsulBase, Flex!ble FAST or layer(s) base insulation FIex!bIe FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-2. up roof (BUR) with flood coat & . Flexible FAST DT ) ) Flexible FAST DT R -145.0
SecurShield . Coverboard: Min. 1.5-inch StormBase PVC FRS Adhesive
gravel (loose gravel removed) (RIBBON, 6-inch o.c.) . ; (RIBBON)
or SecurShield HD Composite
Existing fully-adhered asphalt built- |\ ) ¢ i1 stormBase or | FIEXiPle FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-3. up roof (BUR) with flood coat & . . Flexible FAST DT None N/A R -145.0
SecurShield HD Composite . PVC FRS Adhesive
gravel (loose gravel removed) (RIBBON, 6-inch o.c.)
Insulation: (Optional) Additional
Existing fully-adhered granule- layer(s) base insulation
surfaced asphalt built-up roof (BUR), . Coverboard: (Optional) Min. 0.25-inch )
smooth-surfaced asphalt built-up Min. 1-inch InsulBase, Flex!ble ' DensDeck Prime, DEXcell FA Glass Mat Flex!ble FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-4. R Flexible FAST DT Flexible FAST DT . -167.0
roof (BUR), granule-surfaced APP or | SecurShield (RIBBON) Roof Board or SECUROCK Gypsum- (RIBBON) PVC FRS Adhesive
SBS modified bitumen or smooth- Fiber Roof Board or min. 0.5-inch
surfaced SBS modified bitumen SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Insulation: (Optional) Additional
layer(s) base insulation
. . . Coverboard: (Optional) Min. 0.25-inch .
Existing fully adhered asphalt built Min. 1-inch InsulBase, Flex!ble FAST or DensDeck Prime, DEXcell FA Glass Mat| Flex!ble FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-5. up roof (BUR) with flood coat & . Flexible FAST DT Flexible FAST DT . -167.0
gravel (loose gravel removed) SecurShield (RIBBON, 6-inch o.c.) Roof Board or SECUROCK Gypsum- (RIBBON) PVC FRS Adhesive
! “"| Fiber Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER 7

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Y - P yer(s) . ote DP
Attac Attacl
No. Note 1, Note 12 T T T Applicati sf)A
‘ — e (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
Existing fully-adhered granule- Min. 0.5-inch DensDeck
surfaced asphalt built-up roof (BUR), | Prime, DEXcell FA Glass Mat Flexible FAST or
R-6 smooth-surfaced asphalt built-up Roof Board or SECUROCK Flexible FAST DT None N/A Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC 3025
’ roof (BUR), granule-surfaced APP or | Gypsum-Fiber Roof Board, (RIBBON) PVC FRS Adhesive ’
SBS modified bitumen or smooth- SecurShield HD, SecurShield
surfaced SBS modified bitumen HD Plus or EcoStorm VSH
Min. 0.5-inch DensDeck
- . Prime, DEXcell FA Glass Mat .
Existing fully-adhered asphaltbuilt- | ¢ ) ¢ p o 4 or securock | Fexible FAST or Sure-Flex PVC or Sure-Flex | CAV-GRIP PVC
R-7. up roof (BUR) with flood coat & . Flexible FAST DT None N/A R -302.5
ravel (loose gravel removed) Gypsum-Fiber Roof Board, (RIBBON, 6-inch o.c.) PVCFRS Adhesive
& g SecurShield HD, SecurShield ! e
HD Plus or EcoStorm VSH
Existing fully-adhered granule- Insulation: (Optional) Additional
ilt- | base insulati
surfaced asphalt built-up roc.Jf (BUR), . . Flexible FAST or ayer(s) base msu.a ion . . Flexible FAST or
smooth-surfaced asphalt built-up Min. 1-inch InsulBase, . Coverboard: (Optional) Min. 0.25-inch . Sure-Flex PVC or Sure-Flex
R-8. R Flexible FAST DT A Flexible FAST DT HydroBond WB -167.0
roof (BUR), granule-surfaced APP or | SecurShield (RIBBON) DensDeck Prime or DEXcell FA Glass (RIBBON) PVC FRS
SBS modified bitumen or smooth- Mat Roof Board or min. 0.5-inch
surfaced SBS modified bitumen SecurShield HD, SecurShield HD Plus
Insulation: (Optional) Additional
| base insulati
Existing fully-adhered asphalt built- Min. 1-inch InsulBase Flexible FAST or gyer(z) azf (|(nDsut'a |o:1) Min. 0.25-inch Flexible FAST or Sure-Flex PVC or Sure-Flex
R-9. up roof (BUR) with flood coat & L ! Flexible FAST DT overboar R ptional) Min. B.25-InC ¢\ ivle FAST DT HydroBond WB -167.0
SecurShield ; DensDeck Prime or DEXcell FA Glass PVC FRS
gravel (loose gravel removed) (RIBBON, 6-inch o.c.) . . (RIBBON)
Mat Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
Existing fully-adhered granule-
:umrii)ctidsii?::;:it;igtf;:lrt’ L?Jcl)lft (L?: U 'F\’/llllnm;J ;:Jsr-gé)r;cDeleIanZ?:ss Flexible FAST or Sure-Flex PVC or Sure-Flex
-10. ) - > | Flexible FAST DT . ) -302.
i roof (BUR), granule-surfaced APP or | Mat Roof Board, SecurShield (RT;I;OeN) S None N/A PVC FRS HydroBond WB 3025
SBS modified bitumen or smooth- HD, SecurShield HD Plus
surfaced SBS modified bitumen
Existing fully-adhered asphalt built- PMrlingr_gE;cltjjnFsADgT:ss Flexible FAST or Sure-Flex PVC or Sure-Flex
R-11. up roof (BUR) with flood coat & R Flexible FAST DT None N/A HydroBond WB -302.5
ravel (loose gravel removed) §at RooTBoard, SecurShield (RIBBON, 6-inch o.c.) PVCFRS
g g HD, SecurShield HD Plus ! e
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER 7

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Y - P yer(s) . ote DP
Attac Attacl
No. Note 1, Note 12 T T T Applicati sf)A
‘ Note 12) ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
Existing fully-adhered granule-
ilt- Insulation: (Optional) Additional
surfaced asphalt built-up rogf (BUR), . . . Flexible FAST or nsulation: ( .p |ona.) itiona FbxiblFAST or
R-12 smooth-surfaced asphalt built-up (Optional) Min. 1-inch Flexible FAST DT layer(s) base insulation Flexible FAST DT Sure-Flex PVC, Sure-Flex Low VOC PVCBA | -145.0
’ roof (BUR), granule-surfaced APP or | InsulBase, SecurShield Coverboard: Min. 1.5-inch StormBase PVC FRS or Sure-Flex KEE HP| ’
e . (RIBBON) . ) (RIBBON)
SBS modified bitumen or smooth- or SecurShield HD Composite
surfaced SBS modified bitumen
Insulation: (Optional) Additional
Existing fully-adhered asphalt built- Min. 1-inch InsulBase Flexible FAST or Igszr?s;obnas(e izslsgii())n R o Flexible FAST or Sure-Flex PVC. Sure-Flex
R-13. up roof (BUR) with flood coat & L ’ Flexible FAST DT Y . . Flexible FAST DT ’ Low VOCPVCBA | -145.0
SecurShield . Coverboard: Min. 1.5-inch StormBase PVC FRS or Sure-Flex KEE HP|
gravel (loose gravel removed) (RIBBON, 6-inch o.c.) ) : (RIBBON)
or SecurShield HD Composite
Existing fully-adhered asphalt built- . . Flexible FAST or
R-14. | up roof (BUR) with flood coat & Min. 1.5-inch StormBase or | o\ 1o et pr None N/A sure-Flex PVC, Sure-Flex ||\ vocpycea | -145.0
SecurShield HD Composite . PVC FRS or Sure-Flex KEE HP|
gravel (loose gravel removed) (RIBBON, 6-inch o.c.)
Insulation: (Optional) Additional
| base insulati
Existing fully-adhered granule- ayer(s) base |nsu'a on . .
surfaced asphalt built-up roof (BUR) Coverboard: (Optional) Min. 0.25-inch
smooth-surfaced asphalt built-u , Min. 1-inch InsulBase, Flexible FAGT or BensDeck Prime, DEXcell FA Glass Matf Flexible FAST or Sure-Flex PVC, Sure-Flex
R-15. roof (BUR) ranule-Zurfaced APE or SeCL;rShieId , FlexibloGEIRET Roof Board or SECUROCK Gypsum- Flexible FAST DT PVC FRS or Su,re—FIex KEE HP| Low VOCPVCBA | -167.0
e & . (RIBBON) Fiber Roof Board, 0.4375-inch DEXcell | (RIBBON)
SBS modified bitumen or smooth- . .
surfaced SBS modified bitumen Cement Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Insulation: (Optional) Additional
layer(s) base insulation
Coverboard: (Optional) Min. 0.25-inch
Existing fully-adhered asphalt built- Min. 1-inch InsulBase Flexible FAST or DensDeck Prime, DEXcell FA Glass Mat| Flexible FAST or Sure-Flex PVC. Sure-Flex
R-16. up roof (BUR) with flood coat & Seu;rshield ! Flexible FAST DT Roof Board or SECUROCK Gypsum- Flexible FAST DT PVC FRS or Su’re-FIex KEE HP Low VOCPVCBA | -167.0
gravel (loose gravel removed) (RIBBON, 6-inch o.c.) | Fiber Roof Board, 0.4375-inch DEXcell | (RIBBON)
Cement Roof Board or min. 0.5-inch
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER 7

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Y - P yer(s) . ote DP
Attac Attacl
No. Note 1, Note 12 T T T Applicati sf)A
‘ — e (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
Min. 0.5-inch DensDeck
Existing fully-adhered granule- Prime, DEXcell FA Glass Mat
surfaced asphalt built-up roof (BUR), | Roof Board or SECUROCK .
smooth-surfaced asphalt built-up Gypsum-Fiber Roof Board Flexible FAST or Sure-Flex PVC, Sure-Flex
-17. | y - * | Flexible FAST DT i e -302.
it/ roof (BUR), granule-surfaced APP or | 0.4375-inch DEXcell Cement (RT;g)OeN) S None N/A PVC FRS or Sure-Flex KEE HP| Low VOC PVC BA 302:5
SBS modified bitumen or smooth- Roof Board or min. 0.5-inch
surfaced SBS modified bitumen SecurShield HD, SecurShield
HD Plus or EcoStorm VSH
Min. 0.5-inch DensDeck
Prime, DEXcell FA Glass Mat
Existing fully-adhered asphalt built- goozl?:jlr:(ijb:: iiil:zgacrlfﬂ Flexible FAST or Sure-Flex PVC. Sure-Flex
R-18. up roof (BUR) with flood coat & vp K ! Flexible FAST DT None N/A ! Low VOCPVCBA | -302.5
N | d) 0.4375-inch DEXcell Cement (RIBBON, 6-inch ) PVC FRS or Sure-Flex KEE HP|
gravel (loose gravel remove Roof Board or min. 0.5-inch , 6-inch o.c.
SecurShield HD, SecurShield
HD Plus or EcoStorm VSH
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing fully-adhered granule-
ilt- Insulation: (Optional) Additional - i
surfaced asphalt built-up rot?f (BUR), . . . Flexible FAST of nsulation: ( .p |ona.) itiona Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
R-19 smooth-surfaced asphalt built-up (Optional) Min. 1-inch Flexible FAST DT layer(s) base insulation Flexible FAST DT Sure-Flex PVC FRS Flexible FAST DT 375
: roof (BUR), granule-surfaced APP or | InsulBase, SecurShield (RIBBON) Coverboard: Min. 0.5-inch DensDeck (RIBBON) FleeceBACK or Sure-Flex (RIBBON, 12-inch ’
SBS modified bitumen or smooth- Prime KEE HP FleeceBACK o.c.)
surfaced SBS modified bitumen
Insulation: (Optional) Additional - i
Existing fully-adhered asphalt built- . . Flexible FAST or Insulation: { .p |ona.) ttona Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
. Min. 1-inch InsulBase, X layer(s) base insulation X Sure-Flex PVC FRS Flexible FAST DT
R-20. up roof (BUR) with flood coat & . Flexible FAST DT . . Flexible FAST DT . -37.5
ravel (loose gravel removed) SecurShield (RIBBON, 6-inch 0.c.) Coverboard: Min. 0.25-inch DensDeck (RIBBON) FleeceBACK or Sure-Flex (RIBBON, 12-inch
& & ! | Prime KEE HP FleeceBACK o.c.)
-Flex PVC FleeceBACK, | Flexible FAST
Existing fully-adhered asphalt built- . X Flexible FAST or Sure-Flex PVC FleeceBACK, ex!b e FAST or
. Min. 0.5-inch DensDeck . Sure-Flex PVC FRS Flexible FAST DT
R-21. up roof (BUR) with flood coat & . Flexible FAST DT None N/A . -37.5
ravel (loose gravel removed) Prime (RIBBON, 6-inch 0.c.) FleeceBACK or Sure-Flex (RIBBON, 12-inch
& g ' < KEE HP FleeceBACK 0.c.)
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER .

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Y - P yer(s) . ote DP
Attac Attacl
No. Note 1, Note 12 T T T Applicati sf)”
‘ — e (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
Existing fully-adhered granule-
ilt- Insulation: (Optional) Additional - i
surfaced asphalt built-up roc.Jf (BUR), . . . Flexible FAST or nsulation: ( .p |ona.) itiona Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
smooth-surfaced asphalt built-up (Optional) Min. 1-inch ) layer(s) base insulation : Sure-Flex PVC FRS Flexible FAST DT
R-22. X Flexible FAST DT . . Flexible FAST DT -145.0
roof (BUR), granule-surfaced APP or | InsulBase, SecurShield (RIBBON) Coverboard: Min. 1.5-inch StormBase (RIBBON) FleeceBACK or Sure-Flex (FULL) or
SBS modified bitumen or smooth- or SecurShield HD Composite KEE HP FleeceBACK HydroBond WB
surfaced SBS modified bitumen
Insulation: (Optional) Additional - i
Existing fully-adhered asphalt built- . . Flexible FAST or nsulation: ( .p |ona.) AV Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
) Min. 1-inch InsulBase, X layer(s) base insulation X Sure-Flex PVC FRS Flexible FAST DT
R-23. up roof (BUR) with flood coat & . Flexible FAST DT . . Flexible FAST DT -145.0
ravel (loose gravel removed) securshield (RIBBON, 6-inch o.c.) Coverbagd: Mg. Igjnch StormBase (RIBBON) FleeceBACK or Sure-Flex (FULL) or
& & ’ """ or SecurShield HD Composite KEE HP FleeceBACK HydroBond WB
Existing fully-adhered asphalt built- . . Flexible FAST or sure-Flex PVC FleeceBACK, Flex!ble FAST or
. Min. 1.5-inch StormBase or . Sure-Flex PVC FRS Flexible FAST DT
R-24. up roof (BUR) with flood coat & ) ) Flexible FAST DT None N/A -145.0
ravel (loose gravel removed) SecurShield HD Composite (RIBBON, 6-inch 0.c.) FleeceBACK or Sure-Flex (FULL) or
g g ' & KEE HP FleeceBACK HydroBond WB
Insulation: (Optional) Additional
Existing fully-adhered granule- layer(s) base insulation
surfaced asphalt built-up ro<?f (BUR), . . Flexible FAST or Coverboard:h(OptlonaI) Min. 0.25-inch Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
smooth-surfaced asphalt built-up Min. 1-inch InsulBase, X DensDeck Prime, DEXcell FA Glass Mat| . Sure-Flex PVC FRS Flexible FAST DT
R-25. . Flexible FAST DT Flexible FAST DT -167.0
roof (BUR), granule-surfaced APP or | SecurShield (RIBBON) Roof Board or SECUROCK Gypsum- (RIBBON) FleeceBACK or Sure-Flex (FULL) or
SBS modified bitumen or smooth- Fiber Roof Board or min. 0.5-inch KEE HP FleeceBACK HydroBond WB
surfaced SBS modified bitumen SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Existing fully-adhered granule-
ilt- Insulation: (Optional) Additional -
surfaced asphalt built-up rogf (BUR), . . Flexible FAST or ulation: ( 'p i .) iti Flexible FAST or Sure-Flex PVC FleeceBACK, Flexible FAST or
smooth-surfaced asphalt built-up Min. 1-inch InsulBase, X layer(s) base insulation X Sure-Flex PVC FRS .
R-26. R Flexible FAST DT i . Flexible FAST DT Flexible FAST DT -167.0
roof (BUR), granule-surfaced APP or | SecurShield (RIBBON) Coverboard: (Optional) 0.4375-inch (RIBBON) FleeceBACK or Sure-Flex (FULL)
SBS modified bitumen or smooth- DEXcell Cement Roof Board KEE HP FleeceBACK
surfaced SBS modified bitumen
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER .

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate i h - ver(s) h 28 MDP
Attac Attacl
No. Note 1, Note 12 T T T Applicati sf)A
‘ — e (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
Insulation: (Optional) Additional
layer(s) base insulation
Existing fully-adhered asphalt built- . . Flexible FAST or Coverboard:.(OptlonaI) Min. 0.25-inch Flexible FAST or Sure-Flex PVC FleeceBACK, Flex!ble FAST or
) Min. 1-inch InsulBase, . DensDeck Prime, DEXcell FA Glass Mat| ) Sure-Flex PVC FRS Flexible FAST DT
R-27. up roof (BUR) with flood coat & . Flexible FAST DT Flexible FAST DT -167.0
ravel (loose gravel removed) SecurShield (RIBBON, 6-inch 0.c.) Roof Board or SECUROCK Gypsum- (RIBBON) FleeceBACK or Sure-Flex (FULL) or
& ’ “"| Fiber Roof Board or min. 0.5-inch KEE HP FleeceBACK HydroBond WB
SecurShield HD, SecurShield HD Plus
or EcoStorm VSH
Insulation: (Optional) Additional -
Existing fully-adhered asphalt built- Min. 1-inch InsulBase Flexible FAST or la :r(s; bas(e iisulatiln \ Flexible FAST or :E:E_E:E: Ezg El;seceBACK, Flexible FAST or
R-28. up roof (BUR) with flood coat & L ! Flexible FAST DT 4 ) . Flexible FAST DT Flexible FAST DT -167.0
gravel (loose gravel removed) SecurShield (RIBBON, 6-inch .c.) Coverboard: (Optional) 0.4375-inch (RIBBON) FleeceBACK or Sure-Flex (FULL)
’ """ | DEXcell Cement Roof Board KEE HP FleeceBACK
Min. 0.5-inch DensDeck
- . Prime, DEXcell FA Glass Mat . Sure-Flex PVC FleeceBACK, | Flexible FAST or
Existing fully-adhered asphalt built- | o v p 0 4 o securock | Flexible FAST or Sure-Flex PVC FRS Flexible FAST DT
R-29. up roof (BUR) with flood coat & . Flexible FAST DT None N/A -167.0
ravel (loose gravel removed) Gypsum-Fiber Roof Board, (RIBBON, 6-inch 0.c.) W@l FleeceBACK or Sure-Flex (FULL) or
& g SecurShield HD, SecurShield ' R KEE HP FleeceBACK HydroBond WB
HD Plus or EcoStorm VSH
-Flex PVC FleeceBACK
Existing fully-adhered asphalt built- Min. 0.4375-inch DEXcell Flexible FAST or 23:2_“3 Pvg F;Sece K Flexible FAST or
R-30. up roof (BUR) with flood coat & T Flexible FAST DT None N/A Flexible FAST DT | -167.0
ravel (loose gravel removed) Cement Roof Board (RIBBON, 6-inch o.c.) FleeceBACK or Sure-Flex (FULL)
& g » Sgen o.c. KEE HP FleeceBACK
Existing fully-adhered granule- Min. 0.5-inch DensDeck
surfaced asphalt built-up roof (BUR), | Prime, DEXcell FA Glass Mat Flexible FAST or Sure-Flex PVC FleeceBACK, | Flexible FAST or
R-31 smooth-surfaced asphalt built-up Roof Board or SECUROCK Flexible FAST DT None N/A Sure-Flex PVC FRS Flexible FAST DT 3025
: roof (BUR), granule-surfaced APP or | Gypsum-Fiber Roof Board, (RIBBON) FleeceBACK or Sure-Flex (FULL) or '
SBS modified bitumen or smooth- SecurShield HD, SecurShield KEE HP FleeceBACK HydroBond WB
surfaced SBS modified bitumen HD Plus or EcoStorm VSH
Existing fully-adhered granule-
surfaced asphalt built-up ro<.)f (BUR), ' . Flexible FAST or Sure-Flex PVC FleeceBACK, Flexible FAST or
smooth-surfaced asphalt built-up Min. 0.4375-inch DEXcell X Sure-Flex PVC FRS .
R-32. Flexible FAST DT None N/A Flexible FAST DT -302.5
roof (BUR), granule-surfaced APP or | Cement Roof Board (RIBBON) FleeceBACK or Sure-Flex (FULL)
SBS modified bitumen or smooth- KEE HP FleeceBACK
surfaced SBS modified bitumen
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NEmoO | etc.e

TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER 7

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Y - P yer(s) . ote DP
Attac| Attac| [ cf\A
No. Note 1, Note 12 T T T Applicati sf)A
‘ Note 12) ype (Notes 6,7,8) ype (Notes 6,7,8) ype pplication {psf)
Min. 0.5-inch DensDeck
. . Prime, DEXcell FA Glass Mat . Sure-Flex PVC FleeceBACK, | Flexible FAST or
Existing fully-adhered asphalt built- | ¢ ) ¢80 4 or securock | Fexible FAST or Sure-Flex PVC FRS Flexible FAST DT
R-33. up roof (BUR) with flood coat & ) Flexible FAST DT None N/A -302.5
ravel (loose gravel removed) Gypsum-Fiber Roof Board, (RIBBON, 6-inch 0.c.) FleeceBACK or Sure-Flex (FULL) or
& SecurShield HD, SecurShield ! e KEE HP FleeceBACK HydroBond WB
HD Plus or EcoStorm VSH
Existing fully-adhered asphalt built- Min. 0.4375-inch DEXcell Flexible FAST or 23::::2:3 szg EI:SeceBACK, Flexible FAST or
R-34. up roof (BUR) with flood coat & T Flexible FAST DT None N/A Flexible FAST DT | -302.5
ravel (loose gravel removed) Cement Roof Board (RIBBON, 6-inch o.c.) FleeceBACK or Sure-Flex (FULL)
g 8 ’ e KEE HP FleeceBACK
SURE-FLEX FLEECEBACK RL APPLICATIONS:
Existing fully-adhered granule-
ilt- Insulation: (Optional) Additional
o O, o i ey | FsbleFASTar IR Coten s | o
R-35. P P P o Flexible FAST DT v sdlation Flexible FAST DT | Sure-Flex FleeceBACK RL 1425
roof (BUR), granule-surfaced APP or | InsulBase, SecurShield Coverboard: Min. 2.0-inch InsulBase
. . (RIBBON) ~ U (RIBBON)
SBS modified bitumen or smooth- RL
surfaced SBS modified bitumen
Insulation: (Optional) Additional
Existing fully-adhered asphalt built- Min. 1-inch InsulBase Flexible FAST or 7Iayer(s) bas(e iFr)msulati())n Flexible FAST or
R-36. up roof (BUR) with flood coat & SeCL;rShieId ! Flexible FAST DT c board: Min. 2.0-inch InsulB Flexible FAST DT | Sure-Flex FleeceBACK RL -142.5
gravel (loose gravel removed) (RIBBON, 6-inch o.c.) RCL)VEA' In. 2.0-Inch Insulbase (RIBBON)
Existing fully-adhered asphalt built- Flexible FAST or
R-37. up roof (BUR) with flood coat & Min. 2.0-inch InsulBase RL Flexible FAST DT None N/A Sure-Flex FleeceBACK RL -142.5
gravel (loose gravel removed) (RIBBON, 6-inch o.c.)
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TABLE 78: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate Z\tt n P e e MDP
No. Note 1, Note 12 T ac T ac B Applicati sf)A
( 9 ) ype Notes 6.7.8 ype Notes 6.7.8 ase pplication (psf)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
EXI?tmgdfu”yhadlr Ere?l‘: gramm(:‘_(su R) Insulation: (Optional) Additional Sure-Flex PVC FleeceBACK, S
surtaced asphatt bult-up roo ! (Optional) Min. Flexible FAST or layer(s) base insulation Flexible FAST or | SureMB 90TG ure-riex eece s dures
smooth-surfaced asphalt built-up . . K R \ Flex PVC FRS FleeceBACK or Sure-
R-38. 1.5-inch InsulBase, | Flexible FAST DT Coverboard: Min. 0.5-inch Flexible FAST or 120TG / . -165.0
roof (BUR), granule-surfaced APP or SecurShield (RIBBON) m . SECURGIEK DT (RIBBON) torch-applied Flex KEE HP FleeceBACK / Flexible
SBS modified bitumen or smooth- ecurshie Gens ecF.brlm; orf Boafd orch-applie FAST or Flexible FAST DT (FULL)
surfaced SBS modified bitumen ypsum-Fiber Root boar
Flexible FAST or Insulation: (Optional) Additional Sure-Flex PVC FI BACK, Sur
Existing fully-adhered asphalt built- Min. 1.5-inch ex! € 0 layer(s) base insulation Flexible FAST or | SureMB 90TG ure-riex eece »oure
. Flexible FAST DT K R . Flex PVC FRS FleeceBACK or Sure-
R-39. up roof (BUR) with flood coat & InsulBase, ) Coverboard: Min. 0.5-inch Flexible FAST or 120TG / . -165.0
ravel (loose gravel removed) SecurShield (RIBBON, 6-inch DensDeck Pri SECUROCK DT (RIBBON) torch-applied Flex KEE HP FleeceBACK / Flexible
g & o.c) ensbeck "L PP FAST or Flexible FAST DT (FULL)
Gypsum-Fiber Roof Board
Min. 0.5-inch .
Existing fully-adhered asphalt built- DensDeck Prime FIex!bIe FAST or SureMB 90TG Sure-Flex PVC FleeceBACK, Sure-
R-40 up roof (BUR) with flood coat & or SECUROCK Flexible FAST DT Qe N/A or 1207G / Flex PVC FRS FleeceBACK or Sure- |, oc
. favel (loose gravel removed) Gypsum-Fiber (RIBBON, 6-inch torch-applied Flex KEE HP FleeceBACK / Flexible .
& & Rng o o.c) PP FAST or Flexible FAST DT (FULL)

TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

thick steel purlins spaced max. 60-inch o.c.

preliminarily fastened

PVC are fastened through to
purlins

along purlins

manufacturer’s instructions

System Substrate Insulation Layer Attachment
Roof Cover (Note 158B) MDP (psf)
No. (Note 1) (Note 17) Fastener (Note 11) Spacing Hi
RHINOBOND SYSTEMS:
HP Purlin Fastener or RetroDriller . .
il Exis'ting s.tanding seam or |§p seam metal FOOf'COVGFS ao:ecc:)rmn;)?r:gtliit‘ers, Fastener with RhinoBond Plate- Max. 12-inch o.c. Surlz—F(Ijex F::]/i::r Slge_zlix KIEE HP induction -30.0
: having min. 16 ga. (0.0598-inch) to max. 3/16-inch yl' inarily f ’ q | Pvcare fastened through to along purlins welded with FhinoSond toot per '
thick steel purlins spaced max. 120-inch o.c. preliminarily fastene ourlins manufacturer’s instructions
- bri

Existing standing seam or lap seam metal roof covers One or more layers, :‘apsf:r:!:\f’?tfi{ﬁ;gé:;;rsla;:[er Max. 18-inch o.c Sure-Flex PVC or Sure-Flex KEE HP induction

R-42. having min. 16 ga. (0.0598-inch) to max. 3/16-inch any combination, ) " | welded with RhinoBond tool per -37.5

©NEMO ETC, LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
Sure-Flex Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-CRL-002.A.R29 for FL14165-R28 (NON-HVHZ)
Revision 29: 09/23/2026
Appendix 1, Page 109 of 116




TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmMO | etc.e

spaced max. 60-inch o.c.

preliminarily fastened

isoweld F1-P-6.8-PVC Plate are
fastened through to purlins

along purlins

instructions

System Substrate Insulation Layer Attachment
No. (Note 1) (Note 17) Fastener (Note 11) Spacing Roof Cover (Note 15B) MDP (psf)
) | HP Purlin Fastener or RetroDriller . .
Existing standing seam or lap seam metal roof covers ne or mt?re _ayers, Fastener with RhinoBond Plate- Max. 12-inch o.c. Sure-Flex .PVC o.r Sure-Flex KEE HP induction
R-43. having min. 16 ga. (0.0598-inch) to max. 3/16-inch anyllco.mblnnatlon, PVC are fastened through to along purlins welded with R'hl.noBond. tool per -52.5
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened purlins manufacturer’s instructions
HP Purlin Fastener or RetroDriller . X
Existing standing seam or lap seam metal roof covers One or m?re I.ayers, Fastener with RhinoBond Plate- Max. 6-inch o.c. Sure-Flex .PVC o.r Sure-Flex KEE HP induction
i having min. 16 ga. (0.0598-inch) to max. 3/16-inch any combination, PVC are fastened through to along purlins welded with R,h|.noBond. tool per 600
thick steel purlins spaced max. 120-inch o.c. preliminarily fastened purlins manufacturer’s instructions
HP Purlin Fastener or RetroDriller . X
Existing standing seam or lap seam metal roof covers One or m?re I.ayers, Fastener with RhinoBond Plate- Max. 6-inch o.c. Sure-Flex .PVC o.r Sure-Flex KEE HP induction
R-45. having min. 16 ga. (0.0598-inch) to max. 3/16-inch anylnco.mblnnatlon, PVC are fastened through to along purlins welded with R,hlnnoBond. tool per -90.0
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened purlins manufacturer’s instructions
ISOWELD INDUCTION WELDING SYSTEM:
Existing standing seam or lap seam metal roof covers One or more layers, Dekfast.DF—#lz—PC—SQS Weh . Sure-Flex PVC or Sure-Flex KEE HP induction welded
R . . . . - Carlisle isoweld PVC Plate or SFS Max. 12-inch o.c. . . ,
R-46. having min. 16 gauge (0.0598 inch), 50 ksi steel purlins | any combination, isoweld F1-P-6.8-PVC Plate are along purlins with SFS isoweld 3000 tool per manufacturer’s -45.0
spaced max. 60-inch o.c. preliminarily fastened ’ . Ep instructions
fastened through to purlins
- ) Dekfast DF-#12-PC-SQ3 with . .
Existing standing seam or lap seam metal roof covers One or more layers, C:rli:I?e isoweld PVC gatvc\ellor SES Max. 6-inch o.c Sure-Flex PVC or Sure-Flex KEE HP induction welded
R-47. having min. 16 gauge (0.0598 inch), 50 ksi steel purlins | any combination, ) - with SFS isoweld 3000 tool per manufacturer’s -90.0

TABLE 7p: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.

System Deck Insulation Roof Cover (Note 15A) MDP
No. (Note 1) Type Attach Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal roof | One or more prelim HP Purlin Fastener with 18-inch o.c. within 5.5-inch wide laps spaced max. 75.5-inch
R-48. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex PVC Piranha Plate 0.c. to engage steel purlin. Laps sealed with 1.5-inch heat -30.0
thick steel purlins spaced max. 75.5-inch o.c. combination weld.
Existing standing seam or lap seam metal roof | One or more prelim HP Purlin Fastener with 12-inch o.c. within 5.5-inch wide laps spaced max. 75.5-inch
R-49. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex PVC Piranha Plate 0.c. to engage steel purlin. Laps sealed with 1.5-inch heat -45.0
thick steel purlins spaced max. 75.5-inch o.c. combination weld.
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TABLE 7p: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.

System Deck Insulation Roof Cover (Note 15A) MDP
No. (Note 1) Type Attach Membrane Fastener (Note 11) Attachment (psf)

Existing sta.nding. seam or lap seam meta.ﬂ roof | One or more prelim. Sure-Flex PVC or HP Purlin Fastener with 12-inch o.c. within 5.5-inch wide laps spaced max. 54.5-inch

R-50. covers having min. 3/16-inch to max. Y-inch Iayers., any attach Sure-Flex KEE piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5-inch heat -45.0
thick steel purlins spaced max. 54.5-inch o.c. combination Hp weld.
Existing standing seam or lap seam metal roof | One or more relim Sure-Flex PVC or HP Purlin Fastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 75.5- inch

R-51. covers having min. 3/16-inch to max. %-inch layers, any gttach. Sure-Flex KEE HP Piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5- inch heat -52.5
thick steel purlins spaced max. 75.5-inch o.c. combination weld.
Existing standing seam or lap seam metal roof | One or more prelim HP Purlin Fastener with 12-inch o.c. within 5-inch wide laps spaced max. 35.5- inch

R-52. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex PVC Piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5- inch heat -52.5
thick steel purlins spaced max. 35.5-inch o.c. combination weld.
Existing standing seam or lap seam metal roof | One or more prelim HP Purlin Eastener with 12-inch o.c. within 5.5-inch wide laps spaced max. 35- inch

R-53. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex PVC piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5-inch heat | -60.0
thick steel purlins spaced max. 35-inch o.c. combination weld.
Existing standing seam or lap seam metal roof | One or more prelim Sure-Flex PVC or HP Purlin Fastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 54.5- inch

R-54. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex KEE Piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5- inch heat -67.5
thick steel purlins spaced max. 54.5-inch o.c. combination HP weld.
Existing standing seam or lap seam metal roof | One or more prelim Min. 60-mil Sure- HP Purlin Fastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 54.5- inch

R-55. covers having min. 3/16-inch to max. %-inch layers, any attach. Flex PVC or KEE piranha Plate o.c. to engage steel purlin. Laps sealed with 1.5- inch heat -75.0
thick steel purlins spaced max. 54.5-inch o.c. combination HP weld.
Existing standing seam or lap seam metal roof | One or more prelim Sure-Elex PVC or HP Purlin Fastener with 6-inch o.c. within 5.5-inch wide laps spaced max. 35- inch

R-56. covers having min. 3/16-inch to max. %-inch layers, any attach. Sure-Flex KEE HP Piranha Plate o0.c. to engage steel purlin. Laps sealed with 1.5- inch heat -82.5
thick steel purlins spaced max. 35.5-inch o.c. combination weld.
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TABLE 7e: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12). The
deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12) "
No. = Type | Attach (psf)
FLEECEBACK MEMBRANE APPLICATIONS (PARTIAL BOND):
L Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT
R-57. | Existing, fully-adhered EPDM FleeceBACK or Sure-Flex KEE HP FleeceBACK (RIBBON, 12-inch o.c.) -300
- Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT
R-58. | Existing, fully-adhered EPDM FleeceBACK or Sure-Flex KEE HP FleeceBACK (RIBBON, 6-inch o.c.) 750
R-59 Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT 1770
’ (BUR), granule-surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen FleeceBACK or Sure-Flex KEE HP FleeceBACK (RIBBON, 6-inch o.c.) ’
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
R-60 Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST (FULL) 1770
’ (BUR), granule-surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen FleeceBACK or Sure-Flex KEE HP FleeceBACK ’
- . Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS .
R-61. Existing fully adhered TPO single ply FleeceBACK or Sure-Elex KEE HP FleeceBACK Flexible FAST DT (FULL) -270.0
- Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT
R-62. | Existing, fully-adhered EPDM FleeceBACK or Sure-Flex KEE HP FleeceBACK (FULL) 3150
Existing fully adh le-surf; halt built- f (BUR h-surf; It built- f -Flex PVC Fl BACK -Flex PVC FR
R-63. xisting fully adhered, granule-surfaced ésfp a t built-up roof (BUR), smooth-sur ace.d' aspha t built-up roo Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST DT (FULL) 635.0
(BUR), granule-surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen FleeceBACK or Sure-Flex KEE HP FleeceBACK
- . ) i ) ) Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT
R-64. Existing spray-applied polyurethane foam (SPUF) roof with existing acrylic roof coating FloeceBACK or Sure-Flex KEE HP FleeceBACK (FULL, splatter-applied) -1057.5
R-65 Existing spray-applied polyurethane foam (SPUF) roof; scarify surface in accordance with report holder’s Sure-Flex PVC FleeceBACK, Sure-Flex PVC FRS Flexible FAST or Flexible FAST DT 12475
’ requirements. FleeceBACK or Sure-Flex KEE HP FleeceBACK (FULL, splatter-applied) ’
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TABLE 7r: RECOVER APPLICATIONS

SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System . . Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12 Lightweight Concrete Y
No. (Note 1, Note 12) g g Type | Attach (psf)?
BAREBACK MEEMBRANE APPLICATIONS:
. CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular
R-66. Existing gravel surface BUR Concrete or Celcore MF Cellular Concrete (EPS board optional) Sure-Flex KEE HP Low VOC PVC BA 75.0
R-G7. Existing mineral surfziic.e cap sheet, smooth surface BUR or CELCORE (FL2037): M|n..300 psi, Min. 2-inch thick, Celcore Cellular Sure-Elex KEE HP Low VOC PVC BA 825
smooth surface modified cap sheet Concrete (EPS board optional)
R-68. Existing mineral surfa.c.e cap sheet, smooth surface BUR or CELCORE (FL2037): Mln..300 psi, Min. 2-inch thick, Celcore Cellular Sure-Flex KEE HP Low VOC PVC BA 1350
smooth surface modified cap sheet Concrete (EPS board optional)
- . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min.
R-69. Existing mineral surface cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Flex KEE HP Low VOC PVC BA 135.0
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min.
R-70. cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Sure-Flex KEE HP Low VOC PVC BA 2175
R71. Existing smooth surface BUR or smooth surface modified CE.LCORE.(FL2037): Min. 36 pcf wet cast density, min. 309 psi, min. Sure-Elex KEE HP Low VOC PVC BA 2200
cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional).
. CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch thick,
R-72. Existing asphalt BUR Concrecel Lightweight Insulating Concrete (EPS board optional) Sure-Flex KEE HP Low VOC PVC BA -3300
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range
R-73. modified bitumen Il LWIC (EPS board optional) Sure-Flex KEE HP Low VOCPVC BA 67:5
R74. E).(IStII’lg asphalt BUR or granule-surface SBS modified ELASTIZELL (FL4994): Mln. 250 psi, Min. 2-inch thick, Elastizell Range Sure-Flex KEE HP Low VOC PVC BA 1125
bitumen 1l LWIC (EPS board optional)
R-75. E>.<|st|ng asphalt BUR or smooth-surface SBS modified ELASTIZELL (FL4994): Mm. 250 psi, Min. 2-inch thick, Elastizell Range Sure-Elex KEE HP Low VOC PVC BA 1125
bitumen 1 LWIC (EPS board optional)
FLEECEBACK MEMBRANE APPLICATIONS (FULL BOND):
. . . - Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R-76. Existing gravel surface BUR (Z:EIr;(c:gFt{:n(:iLCZ:IiZ)re '\I\jIFnC:ZﬁupI:T' chsz2?:::&';?;’();:62?&?::’) min. Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT -75.0
P : Flex KEE HP FleeceBACK (FULL)
. . . - Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R-77. Existing mineral surface cap sheet gﬁ;igf:léil-czgli?re '\I\:I:Cifluﬁgf' chszccf::edg;ssltg;g:;)zfg:::’) min. Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT -135.0
P ’ Flex KEE HP FleeceBACK (FULL)
- . g . : A Sure-Flex PVC FleeceBACK, Sure- Flexible FAST or
R-78. Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. Flex PVC FRS FleeceBACK or Sure- Flexible FAST DT 92325

cap sheet

2-inch thick Celcore MF Cellular Concrete (EPS board optional).

Flex KEE HP FleeceBACK

(FULL)
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TABLE 7r: RECOVER APPLICATIONS
SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Syst ) ) Roof Cover (Note 15 MDP
ystem Substrate (Note 1, Note 12) Lightweight Concrete ote 15) S
No. = Type Attach (psf)
Sure-Flex PVC FleeceBACK, Sure-
Existi halt BUR h- le-surf: B ELASTIZELL (FL4994): Min. 32 i, min. 2-inch thick, Elastizell R !
R79. | ¥ d;;g;;?tuamenu or smooth- or granule-surface 585 ; va” c (EPS(o t?:ngl o d)3 0 psi, min. 2-inch thick, Elastizell Range | ¢\o, pyc RS FleeceBACK or Sure- | Flexible FAST (FULL) | -250.0
P Flex KEE HP FleeceBACK
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC PEER-CRL-002.A.R29 for FL14165-R28 (NON-HVHZ)
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TABLE 8A: PROPRIETARY DECKS - NEW CONSTRUCTION
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Temporary yAtt h & v e MDP
No. (Note 1) Roof ac ac (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) Type Attach
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG Min. 0.5-inch
o ROOF DECK PANEL oLrlrleZOTG / Two (2) layers, min. Flexible FAST SEIgURO-CIECG sum- Flexible FAST Sure-Flex KEE HP Flexible FAST 450
: (ASTM D41 primed) torch-aoolied | 2-0-inch, Securshield | (RIBBON) Fiber Roof Boya'id (RIBBON) FleeceBACK (RIBBON) :
FBC FPA FL19921 PP
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL Owens Corning . . Owens Corning Owens Corning
o ROOF DECK PANEL Zl:rlezl\élsGQ(}TG Two (2) layers, min. PermaMop / full S'VIIEI(":]U(FJ{;-CI;? s PermaMop / full Sure-Flex KEE HP PermaMop / full 450
: (ASTM D41 primed) torch-aplied 2.0-inch, SecurShield | coverage 25 Fiber Roof Bo\g?'d coverage 25 FleeceBACK coverage 25 :
FBC FPA FL19921 PP Ibs/square Ibs/square Ibs/square
M-D NOA 23-0316.03
Min. %” USG STRUCTO-
CRETE® BRAND STRUCTURAL SureMB 90TG AN inch
ROOF DECK PANEL ure Two (2) layers, min. _ N gine . Sure-Flex KEE HP .
P-3. (ASTM D41 primed) S(:rirz](_);G Ii/Ed 2.0-inch, Securshield Flexible FAST (FULL) ls::fb(;L: i(O)EL(BGoyaprzum- Flexible FAST (FULL) FleeceBACK Flexible FAST (FULL) -105.0
FBC FPA FL19921 PP
M-D NOA 23-0316.03
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TABLE 9A: HILTI PART / SUPPORT THICKNESS LIMITATIONS?

HiLTI PART STEEL SUPPORTING MEMBER THICKNESS (INCH)
X-ENP-19 L15, X-ENP-19 L15MX or X-ENP-19 L15MXR t>0.25
X-EDN19 THQ12 or X-EDN19 THQ12M 0.25<t<0.375
X-EDNK22 THQ12 or X-EDNK22 THQ12M t=0.25
X-HSN 24 0.125<t<0.375
S-MD 12-24 x 1-5/8 M HWH5 0.125<t<0.25
TABLE 98: HILTI PART / TYPE B STEEL DECK ATTACHMENT-SPAN LIMITATIONS!
MAX. SPAN (INCH)
HiLTI PART Max. SPACING LSSl T LU MIN. 22 GA. STEEL MIN. 20 GA. STEEL MIN. 18 GA. STEEL
(INncHO.C.) PRESSURE (PSF)
MIN. 33 ksl MIN. 80 ksI MIN. 33 KsI MiIN. 80 KsI MIN. 33 ksl MIN. 80 KsI
12 -45.0 72 72 72 72 72 72
6 -82.5* 72 72 72 72 72 72
6 -90.0* 68 72 72 72 72 72
6 -97.5* 63 72 72 72 72 72
6 -105.0* 59 72 72 72 72 72
6 -112.5* 55 72 67 72 72 72
-ENP-19 L15 6 -120.0* 51 72 63 72 72 72
X-ENP-19 L15MX 6 -127.5* 48 72 59 72 72 72
X-ENP-19 L15MXR 6 -135.0* 45 72 56 72 72 72
X-EDN19 THQ12 6 -142.5* 43 72 53 72 72 72
X-EDN19 THQ12M 6 -150.0* 41 72 50 72 69 72
X-EDNK22 THQ12 6 -157.5* 39 71 48 72 65 72
X-EDNK22 THQ12M 6 -165.0* 37 68 46 72 62 72
X-HSN 24 6 -165.0* 35 65 44 72 60 71
or 6 -172.5% 34 62 42 72 57 68
$-MD 12-24 x 1-5/8 M HWH5 6 -180.0* 33 60 40 72 55 65
6 -187.5* 31 57 39 71 53 62
6 -195.0* 30 55 37 68 51 60
6 -202.5* 29 53 36 66 49 58
6 -210.0* 28 51 36 63 47 56
6 -217.5* 27 50 33 61 46 54
6 -225.0* 26 48 32 59 44 52

*Limited to fully or partially adhered roof coverings.

! Information is provided as guidance for use at the discretion of the Designer or Record and Authority Having Jurisdiction. Neither NEMO | etc. nor Robert Nieminen, P.E. purport to evaluate Hilti fasteners for compliance with the

Florida Building Code.
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