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Manufacturing Plants:  Indianapolis, IN

Quality Assurance: UL LLC (QUA9625)

SCOPE

Category: Roofing

Subcategory: Modified Bitumen Roof System

Code Edition: Florida Building Code, 9" Edition (2026) including High-Velocity Hurricane Zones (HVHZ)

Code Sections:

1523.1.1, 1523.6.2

Properties:

PRoODUCT DESCRIPTION

1504.3.1, 1504.6, 1504.7, 1507.2.4, 1507.10.2, 1507.11.2, 1515.1.1, 1515.1.4, 1515.2 4,

Wind Resistance, Physical Properties, Impact Resistance

Products Specification Description

APP 160 ASTM D 6222 Base or ply sheet for torch adhering applications

APP 160 Cool ASTM D 6222 Base or ply sheet for cold adhesive or torch adhering applications

APP 160-P ASTM D 6222 Base or ply sheet for torch adhering applications

APP 170 ASTM D 6222 Base or ply sheet for torch adhering applications

APP 170 Cool ASTM D 6222 Base or ply sheet for cold adhesive or torch adhering applications

APP 180 ASTM D 6222 Cap sheet for torch adhering applications

APP 180 Ultrawhite

APP 180 Cool ASTM D 6222 Cap sheet for cold adhesive or torch adhering applications

APP 180 FR ASTM D 6222 Cap sheet for torch adhering applications

APP 180 FR UltraWhite

APP 180 FR Cool ASTM D 6222 Cap sheet of cold adhesive applications

APP 180 FR Cool Ultrawhite

APP 80 Glass Base ASTM D 6509 Base sheet for torch adhering applications

APP Premium Base ASTM D 6509 Base sheet for cold adhesive or torch adhering applications

APP Premium FR ASTM D 6223 Cap sheet for cold adhesive or torch adhering applications

APP Premium FR UltraWhite

BASEGARD SA ASTM D 1970 Base or ply sheet for self-adhering applications

Channel Venting Base ASTM D 4897 Base or ply sheet for mechanical attachment applications

MB Base ASTM D 4601 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

Ply IV (4) ASTM D 2178 Base or ply sheet for hot asphalt, or cold adhesive applications

Ply VI (6) ASTM D 2178 Base or ply sheet for hot asphalt, or cold adhesive applications

SBS Base ASTM D 6163 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Base-P ASTM D 6163 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Cap ASTM D 6164 Cap sheet for hot asphalt or cold adhesive applications

SBS Cap UltraWhite

SBS FR Cap ASTM D 6164 Cap sheet for hot asphalt or cold adhesive applications

SBS FR Cap UltraWhite

SBS FR Torch ASTM D 6164 Cap sheet for torch adhering applications
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CREEK

TECHNICAL SERVICES, LLC

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
SBS & APP Modified Roofing Systems

Products Specification Description

SBS FR Torch Ultrawhite

SBS Glass ASTM D 6163 Cap sheet for hot asphalt or cold adhesive applications

SBS Glass UltraWhite

SBS Glass FR ASTM D 6163 Cap sheet for hot asphalt or cold adhesive applications

SBS Glass FR Ultrawhite

SBS Glass FR Torch ASTM D 6163 Cap sheet for torch adhering applications

SBS Glass FR Torch UltraWhite

SBS Glass Torch Base ASTM D 6163 Base or ply sheet for mechanical attachment or torch adhering applications

SBS Glass Torch Base 1.5 ASTM D 6163 Base or ply sheet for mechanical attachment or torch adhering applications

SBS Poly Base ASTM D 6164 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Poly Torch Base ASTM D 6164 Base or ply sheet for mechanical attachment or torch adhering applications

SBS Premium ASTM D 6164 Cap sheet for hot asphalt or cold adhesive applications

SBS Premium UltraWhite

SBS Premium Base ASTM D 6163 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Premium FR ASTM D 6164 Cap sheet for hot asphalt or cold adhesive applications

SBS Premium FR UltraWhite

SBS Premium FR Torch ASTM D 6164 Cap sheet for torch adhering applications

SBS Premium FR Torch

UltraWhite

SBS Premium Poly Base ASTMD 6164 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Premium Torch ASTM D 6164 Cap sheet for torch adhering applications

SBS Premium Torch UltraWhite

SBS Smooth ASTM D 6164 Base or ply sheet for mechanical attachment, hot asphalt, or cold adhesive
applications

SBS Torch ASTM D 6164 Cap sheet for torch adhering applications

SBS Torch UltraWhite

REFERENCES

Entity Report No. Standards

FM Approvals (TST1867) 3030227 FM 4470 (2022)

FM Approvals (TST1867) 3041949 FM 4470 (2022); FM 4474 (2020)
FM Approvals (TST1867) 3046870 FM 4470 (2022)

FM Approvals (TST1867) 3047398 FM 4474 (2020)

FM Approvals (TST1867) 3050535 FM 4470 (2022); FM 4474 (2020)
FM Approvals (TST1867) 3051380 FM 4470 (2022); FM 4474 (2020)
FM Approvals (TST1867) 3055590 FM 4470 (2022); FM 4474 (2020)
FM Approvals (TST1867) 3057217 FM 4470 (2022)

FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

ABE12001.17

797-07749-267
797-08937-267

FM 4470 (2022)
FM 4470 (2022)

RR205537 FM 4470 (2022)
3055491 FM 4470 (2022)
3060274 FM 4470 (2022)
3060621 FM 4470 (2022)
3061218 FM 4470 (2022)
3061875 FM 4470 (2022)

FBP-014-02-01
FBP-017-02-01
FBP-018-02-01
FBP-038-02-01
FBP-038-02-02
FBP-038-02-03
FBP-038-02-04
FBP-042-02-01
FBP-042-02-02
FBP-043-02-01
FBP-043-02-02
FBP-043-02-03

FL15892-R17

ASTM D6164/D6164M (2021)
ASTM D6163/D6163M (2021)
ASTM D6163/D6163M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
ASTM D6164/D6164M (2021)
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CREEK

TECHNICAL SERVICES, LLC

Entity

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
ABE12001.17

Report No.
FBP-043-02-04
FBP-047-02-03
FBP-049-02-01
FBP-049-02-02
FBP-050-02-01
FBP-050-02-02
FBP-053-02-01
FBP-054-02-03
FBP-057-02-01
FBP-058-02-01
FBP-059-02-01.6

FBP-064-02-01
FBP-067-02-01
FBP-071-02-01
FBP-073-02-01

FBP-074-02-01 R1

FBP-087-02-01
FBP-088-02-01
FBP-091-02-01

FBP-101-02-01
FBP-102-02-01
FBP-104-02-01
FBP-106-02-01
FBP-109-02-01
FBP-111-02-01
FBP-112-02-01
FBP-113-02-01
FBP-114-02-01
FBP-118-02-01
FBP-123-02-01
FBP-124-02-01
FBP-126-02-01
FBP-127-02-01
FBP-130-02-01
FBP-132-02-01
FBP-133-02-01
FBP-133-02-02
FBP-140-02-01
FBP-141-02-01
FBP-142-02-01
FBP-142-02-02
FBP-152-02-01
FBP-154-02-01
FBP-157-02-01
FBP-160-02-01
FBP-161-02-01
FBP-162-02-01
FBP-166-02-01
FBP-168-02-03
FBP-176-02-01
FBP-177-02-01B
FBP-180-02-01
FBP-181-02-01B
FBP-184-02-03

FBP-189-02-01

FBP-193-02-01

FBP-196-02-03

FBP-213-02-04
FL15892-R17

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
SBS & APP Modified Roofing Systems

Standards

ASTM D6164/D6164M (2021)

FM 4474(D) (2020); TAS 114(J) (2011)
ASTM D 5147 (2014); TAS 110 (2000)
ASTM D 5147 (2014); TAS 110 (2000)
ASTM D 5147 (2014); TAS 110 (2000)
ASTM D 5147 (2014); TAS 110 (2000)
ASTM D6163/D6163M (2021)

FM 4474(B) (2020); TAS 114(D) (2011)
ASTM D2178/D2178M (2015a(2021))
ASTM D4601/D4601M 2004(2020)
ASTM D 1876 (2008); ASTM D 903 [1998(2010];
TAS 117(B) (1995); TAS 114(D) (2011); TAS
114(H) (1995)

ASTM D6509/D6509M (2016(2023))
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
ASTM D6222/D6222M (2016(2023)); ASTM D
5147(2014); TAS 110 (2000)

ASTM D 5147 (2014); TAS 110 (2000)
ASTM D 5147 (2014); TAS 110 (2000)
ASTM D6223/D6223M (2021); ASTM D
5147(2014); TAS 110 (2000)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(C) (2020)

FM 4474(C) (2020)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
ASTM D6163/D6163M (2021)

ASTM D6164/D6164M (2021)

FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(C) (2020)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4470 (2022)

ASTM D1970/D1970M (2021)

ASTM D6163/D6163M (2021)

ASTM D6164/D6164M (2021)

ASTM D4601/D4601M 2004(2020)

FM 4474(D) (2020); TAS 114(J) (2011)
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(B) (2020); TAS 114(D) (2011)
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Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

Trinity|ERD (TST6049)
Trinity|ERD (TST6049)

ABE12001.17

Report No.
FBP-241-02-01A

FBP-244-02-01
FBP-258-02-02A

FBP-260-02-01

FBP-260-02-02
FBP-265-02-01

FBP-271-02-01

FBP-272-02-01
FBP-283-02-01

FBP-283-02-02A
FBP-291-02-02
FBP-293-02-01
FBP-293-02-02
FBP-293-02-03
FBP-309-02-01
FBP-310-02-02

FBP-310-02-02A
FBP-311-02-03

FBP-312-02-02
FBP-332-02-01.1

FBP-389-02-01
FBP-389-02-02

MSA-006-02-01
348T0050

348T0099
348T0104

348T0112
348T0118

F10500.10.08-1
U41790.05.12-1-R1

FL15892-R17

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
SBS & APP Modified Roofing Systems

Standards

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

ASTM D 3746 [1985(2022)]

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

FM 4474(B) (2020); TAS 114(D) (2011)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

ASTM D6164/D6164M (2021)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL1897 (2015)

ASTM D4601/D4601M 2004(2020)

ASTM D2178/D2178M (2015a(2021))

ASTM D2178/D2178M (2015a(2021))

ASTM D6164/D6164M (2021)

ASTM D6164/D6164M (2021); ASTM D 5147
(2014)

ASTM D6164/D6164M (2021)

ASTM D6222/D6222M (2016(2023)); ASTM D
5147 (2014)

ASTM D6222/D6222M (2016(2023)); ASTM D
5147 (2014)

ASTM D6222/D6222M (2016(2023)); ASTM D
5147 (2014)

FM 4474(C) (2020)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

ASTM D 4897 [2016(2023)]

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

FM 4474(B) (2020); TAS 114(D) (2011)

FM 4474(D) (2020); TAS 114(J) (2011);

UL 1897 (2015)

ASTM D6163/D6163M (2021)

ASTM D6222/D6222M (2016(2023)); ASTM D
5147 (2014)
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C R E E K AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
SBS & APP Modified Roofing Systems

TECHNICAL SERVICES, LLC

LIMITATIONS

10.

11.

12.

13.
14.

Fire classification is not within the scope of this evaluation.

The roof deck and the roof deck attachment information are provided based on testing. FBC requirements for
the rational design of the roof deck, including the attachment, are not within the scope of this evaluation.

Foam plastic insulation shall be installed in accordance with the FBC Section 2603.4 and 2603.6.

In the HVHZ, fastener spacing for insulation attachment is determined using a Minimum Characteristic Force
(F’) of 275 Ibf as demonstrated via testing to TAS 105. If the field tested fastener value is below 275 Ibf, then
insulation attachment shall not be acceptable.

In the HVHZ, fastener spacing for base sheets or membrane attachment shall meet the minimum fastener
resistance value and the MDP for the specified assembly. It is permissible for a qualified professional to submit
a revised fastener spacing utilizing the withdrawal resistance value obtained from TAS 105 testing and
calculations performed in accordance with RAS 117 and/or RAS 137, when the fastener resistance is found less
than required.

In the HVHZ, if mechanical attachment through the lightweight insulating concrete to the structural deck is
proposed, a field fastener withdrawal test shall be conducted in compliance with TAS 105 to determine
equivalent or increased attachment densities. Revised fastener densities shall be submitted utilizing the
withdrawal resistance value obtained from TAS 105 testing and calculations performed in accordance with RAS
117 and/or RAS 137.

HVHZ: For assemblies containing mechanical attachment, the allowable uplift pressure for the selected
assembly shall meet or exceed the minimum design loads as determined in accordance with the FBC Chapter
16. The attachment density may be increased by a qualified design professional, as necessary, to meet the
design pressure requirements in the periphery zones. Calculations shall be conducted in compliance with RAS
117 and/or RAS 137.

Non-HVHZ: For assemblies containing mechanical attachment or adhered in ribbon-applied adhesive, the
allowable uplift pressure for the selected assembly shall meet or exceed the minimum design loads as
determined in accordance with the FBC Chapter 16. The attachment density may be increased by a qualified
design professional, as necessary, to meet the design pressure requirements in the periphery zones.
Calculations shall be conducted in compliance with RAS 117, RAS 137, or Section 2.2.10.1 FM LPDS 1-29
(February 2020).

Reroofing applications shall be examined in accordance with FBC Section 1511 outside of the HYHZ and FBC
Section 1521 within the HVHZ. For mechanically fastened systems, a field withdrawal resistance test (TAS 105
in the HVHZ; ANSI/SPRI FX-1 or TAS 105 in the non-HVHZ) shall be conducted by a qualified professional to
ensure the fastener meets the minimum design load requirements of the system. For adhered systems, a field
uplift resistance test (TAS 124 in the HVHZ; ASTM E 907, FM LPDS 1-52, ANSI/SPRI IA-1, or TAS 124 in the
non-HVHZ) shall be conducted to confirm conformance of the existing to the minimum design loads.

HVHZ: For assemblies containing fully adhered or ribbon adhered attachment, or where extrapolation of the
assembly is not permitted, the MDP for the selected assembly shall meet or exceed the minimum design loads
as determined in accordance with the FBC Chapter 16 without augmentation.

Non-HVHZ: For assemblies adhered in ribbon-applied adhesive, the allowable uplift pressure for the selected
assembly shall meet or exceed the minimum design loads as determined in accordance with the FBC Chapter
16. The attachment density may be increased by a qualified design professional, as necessary, to meet the
design pressure requirements in the periphery zones. Calculations shall be conducted in compliance with
Section 2.2.10.1 FM LPDS 1-29 (July 2022).

Installation of the evaluated products shall comply with this report, the FBC, and the manufacturer’s published
application instructions. Where discrepancies exist between these sources, the more restrictive and FBC
compliant installation detail shall prevail.

The minimum roof slope shall be 1/4:12 for new construction.

Materials shall conform to FBC Section 1711 as well as Section 1506 outside of the HVHZ and FBC Section
1517 within the HVHZ.

FBC Section 1504.3.1.1 is not within the scope of this evaluation.

All products listed in this report shall be manufactured under a quality assurance program in compliance with
Rule 61G20-3.
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CREEK

TECHNICAL SERVICES, LLC

COMPLIANCE STATEMENT

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
SBS & APP Modified Roofing Systems

This report has been prepared in accordance with F.A.C. Rule 61G20-3.

“‘||||||:,,,
\\‘;\P‘P‘Y"'R' ,9 This item has been
‘\\V‘O : \.G. Ng:e ,, digitally signed and
SNy & . 2% | sealed by Zachary R.
S S No 74021 . 2| Priest, PE, on 7/30/2026.
= *:' % * =| Printed copies of this
o o =| document are not
=®% STATE OF ~ W S| considered signed and
1’04\'-. P N é‘ls sealed and the signature
Z, <<\( OR \\').,.“Q\\S must be verified on any
,"'I,flé.f.\lox\.—.ev\\\“\\ electronic copies.
T

CERTIFICATION OF INDEPENDENCE

2026.07.30
11:31:09
-04'00'

Zachary R. Priest, P.E.
Florida Registration No. 74021
Organization No. ANE9641

Digtally signed by Zachary R. Priest

CREEK Technical Services, LLC does not have, nor will it acquire, a financial interest in any company manufacturing or distributing

products under this evaluation.

CREEK Technical Services, LLC is not owned, operated, or controlled by any company manufacturing or distributing products under

this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any company manufacturing or distributing products

under this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the

product.

APPENDICES

1) APPENDIX A - Installation (7 pages)

2) APPENDIX B — Nomenclature and Approved Assemblies (47 pages)
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TECHNICAL SERVICES, LLC

INSTALLATION

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

[NOMENCLATURE]

APPENDIX A

Note - Refer to the APPROVED ASSEMBLIES section of this report within Appendix B for specific installation details of a

selected assembly.

Unless otherwise specified in this report the following installation details shall be met for the named products:

Component Product Installation Detail
Elevate All-Purpose Fasteners Min.0.75-inch penetration through the top rib of the steel deck or
Elevate All-Purpose S Fasteners wood deck
Elevate Concrete Drive Min. 1.25” embedment into min. 3” thick structural concrete
Elevate 1.7” LWC Base-Ply Fastener | Full embedment of shank into substrate
Fastening Elevate H Duty East Min. 0.75-inch penetration through the top rib of the steel deck or
Systems evale Heavy buly Fasteners wood deck. Min. penetration 1-inch into concrete deck.
Elevate Insulation Fastening Plates Min. 3-inch diameter Galvalume® steel plate
Elevate MB 2” Barbed Metal Lap 2-inch diameter Galvalume® steel plate installed with barbs
Plate penetrating the membrane and ribbed side facing up.
Elevate Metal Batten Strip Min. 1-inch wide, 0.0448 in. Galvalume® steel batten
ASTM D 312, Type IV Asphalt Fully adhered within the EVT range at a rate of 20-40 Ibs/100 ft*
Elevate 1.S.0. Fix Il Partially adhered in 0.75 to 1-inch wide ribbons
. Elevate 1.S.0. Stick Partially adhered in 0.75 to 1-inch wide ribbons
Insulation - -
Adhesives Efﬁ’at.e 1.S.0. Twin Pack Insulation Partially adhered in 0.5 to 0.75-inch wide ribbons
esive
Elevate I.S.0. Spray R Partially adhered in 0.75 to 1-inch wide ribbons
Elevate Twin Jet Partially adhered in 1 to 1.25-inch wide ribbons
ASTM D 312, Type IV Asphalt Fully adhered within the EVT range at a rate of 25-40 Ibs/100 ft*
Membrane Elevate LiquiGard Adhesive Fully adhered at a rate of 1.5-2.0 gal/100 ft*
Adhesives

Elevate Multi-Purpose MB Cold
Adhesive

Fully adhered at a rate of 1.5-2.0 gal/100 ft?

Insulation/Cover
Boards

Georgia-Pacific DensDeck

Georgia-Pacific DensDeck Prime

Min. 0.25-inch thick

Elevate 1ISO 95+ GL

GenFlex ISO Insulation

Elevate ISOGARD GL

Elevate RESISTA

Elevate ISOGARD CG

GenFlex Coated Glass Facer

Min. 0.5-inch thick; Min. 20 psi; Adhered boards shall be a
maximum 4 ft x 4 ft

Elevate ISO 95+ GL (Tapered)

Elevate ISOGARD GL (Tapered)

GenFlex ISO Insulation (Tapered)

Elevate RESISTA (Tapered)

Elevate ISOGARD CG (Tapered)

GenFlex Coated Glass Facer
(Tapered)

0.5-inch to start with 0.25-inch per ft taper; Adhered boards shall
be a maximum 4 ft x 4 ft

Elevate ISOGARD HD

GenFlex HD I1SO

Min. 0.5-inch thick; Adhered boards shall be a maximum 4 ft x 4 ft

Elevate ISOGARD HD Composite

GenFlex HD Composite ISO

Min. 1.5-inch thick; Adhered boards shall be a maximum 4 ft x 4 ft

Structodek High Density Fiberboard

Min. 0.5-inch thick

USG SECUROCK Gypsum-Fiber
Roof Board

USG SECUROCK Glass-Mat Roof
Board

Min. 0.25-inch thick

Base/Ply Sheets

MB Base

Min. 2-inch wide side-laps; Side-laps shall be installed
perpendicular to the direction of the steel deck ribs for
mechanically attached systems
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TECHNICAL SERVICES, LLC [NOMENCLATURE] APPENDIX A

Component Product Installation Detail

APP 160

APP 160 Cool

APP 160-P

APP 170

APP 170 Cool

APP 80 Glass Base
APP 80 Glass Base P
APP Premium Base

BASEGARD SA
Channel Venting Base Min. 3.4-inch wide side-laps; Min. 6-inch end laps; Side-laps shall
Ply IV (4) be installed perpendicular to the direction of the steel deck ribs
Base/Ply Sheets and parallel to the direction of the wood trusses for mechanically
(Cont'd) Ply VI (6) attached systems

SBS Base

SBS Base-P

SBS Glass Torch Base
SBS Glass Torch Base 1.5
SBS Poly Base

SBS Poly Torch Base
SBS Premium Base

SBS Premium Poly Base
SBS Smooth

APP 180
APP 180 UltraWhite

APP 180 Cool

APP 180 FR

APP 180 FR UltraWhite
APP 180 FR Cool

APP 180 FR Cool UltrawWhite
APP Premium FR

APP Premium FR UltraWhite
SBS Cap

SBS Cap Ultrawhite

SBS FR Cap

SBS FR Cap UltraWhite
SBS FR Torch

SBS FR Torch UltraWhite
Cap Sheets SBS Glass Min. 3.4-inch side-laps; Min. 6-inch end-laps;
SBS Glass UltraWhite

SBS Glass FR

SBS Glass FR Ultrawhite

SBS Glass FR Torch

SBS Glass FR Torch Ultrawhite
SBS Premium

SBS Premium UltraWhite

SBS Premium FR

SBS Premium FR UltrawWhite

SBS Premium FR Torch

SBS Premium FT Torch UltraWhite
SBS Premium Torch

SBS Premium Torch UltraWhite
SBS Torch

SBS Torch UltraWhite

Self-adhered; Min. 3-inch side laps; Min. 6-inch end laps; ; All
substrates except metal decks must be primed; Prime surface with

Elevate V-Force Vapor Barrier Elevate SA-Solvent Based (SB) Primer orElevate SA-LVOC Primer

Vapor Barriers

Membrane at a rate of 0.5 gal/100ft?, or Elevate SA-Water Based (WB) Primer
0.25 — 0.75 gal/100ft;
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TECHNICAL SERVICES, LLC [NOMENCLATURE] APPENDIX A

Component Product Installation Detail

Slurry coat min. 1/8-inch thick; 1-inch thick EPS board (1 Ibs/ft");
Min. 2-inch thick top coat; Celcore PVA curing compound applied
at rate of 300 ft¥/gal

Cellular Deck is treated by applying a continuous film with a broom prior to

Min. 300 psi Celcore MF with HS
Rheology Admixture

Lightweight Celcore S-1 placement of the Celcore lightweight concrete
Insulating Min. 300 psi Mearlcrete . . . . . .
Concrete Min. 300 psi Elastizell Slurry coat min. 1/8-inch thick; Min. 1-inch thick EPS board
— ps! (1 Ibs/ft®); Min. 2-inch top coat
Min. 300 psi Concrecel
Min. 200 psi Cellular Lightweight Slurry coat min. 1/8-inch thick; Min. 1-inch thick EPS board
Concrete (1 Ibs/ft®); Min. 2-inch top coat
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
[ |
12"
S |, [ p—
4 per
4ftx4ft 48"
board
— 12" —o
12°
(Max. 4.0ft° contributory area per fastener)
i 24" - 6" I _._
©
T O] O]
O]
8 per =C.’
4ftx4ft © © <
Board
1 ®
8 @ ®
T I 4'-0" I
(Max. 2.0ft* contributory area per fastener)
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Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
:
5 per i
4ftx 8ft i
board 2 O
=
(Max. 6.4ft° contributory area per fastener)
T f
8 per )
4 ft. x 8 ft. 3
board 2 B
e, S
(Max. 4.00ft° contributory area per fastener)
¢ TR [}
‘
10 per
4 ft. x 8 ft. : 1t
board N B .
> 1
I & |
(Max. 3.2ft? contributory area per fastener)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
CRE E K APP & SBS Modified Roofing Systems
[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [NOMENCLATURE] APPENDIX A

Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
12 per
4ftx8ft
board Y f?)
(Max. 2.67ft° contributory area per fastener)
®
i
15 per .
4ftx 8ft Pr: {
board 2 ) ﬁ’)
T
+—® &
L |
(Max. 2.13ft? contributory area per fastener)
8
S g
e -+ o — & —
X - | ) Y
board &
ap——— :q\-‘
© ©»
<toc| O _
OFs &
i i
(Max. 2 ft* contributory area per fastener)
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Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
© & ©
18 per
4ftx8ft - ~ = ~ o~
® (@ )
board s © ©
T :
—Q ©
(Max. 1.78ft* contributory area per fastener)
. |
| 8 |
7 —
)
3 =
18 per ‘o & a-‘
4ftx8ft _ N i 1 _ s
board © © @
Alternate
®
J—
(Max. 1.78ft° contributory area per fastener)
© © ©
© © © ©
20 per e
4ftx8ft e = =
board g @9 © ©)
e g ©
Ty @ ®
(Max. 1.60ft° contributory area per fastener)
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Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
@ ©— © © © ©
22 per ©— 1 ©
4ftx8ft 4 ! p s
board B o " o %
® ®
© @' © © ©

(Max. 1.45ft° contributory area per fastener)

g6 "

[
©
) o
©
(@>
©

2
8

24 per F ©+ i ©

4ftx 8 ft | o - s
board % & © ©

é © © © © ©

96

© © © © ©

32 per © © © © © @
4ftx8ft =
board ?

© © © @) © ©

2
i

(Max. 1.00ft° contributory area per fastener)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

NOMENCLATURE

The following naming conventions are utilized to specify products in the APPROVED ASSEMBLIES section of this report. Refer to the nomenclature below when
deciphering the allowable products for use in the selected assembly. Installation requirements shall be as noted in the APPROVED ASSEMBLIES and INSTALLATION
section of this report.

Name Definition

AP Fasteners & Plates | Elevate All-Purpose Fasteners or All-Purpose S Fasteners and Insulation Fastening Plates

As Tested Information provided to the report user based on the as tested condition of the roof system

BASEGARD One ply of BASEGARD SA. Shall only be used with ply or cap sheets applied in hot asphalt or by torch adhering.

APP 180 Cool, APP 180 FR Cool, APP 180 FR Cool Ultrawhite, APP Premium FR or APP Premium FR UltraWhite fully bonded in Elevate Multi-Purpose
MB Cold Adhesive

CA APP Ply One or more plies of APP 160 Cool, APP 170, or APP Premium Base fully bonded in Elevate Multi-Purpose MB Cold Adhesive

One or more plies of MB Base, SBS, Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully bonded in Elevate Multi-
Purpose MB Cold Adhesive

SBS Cap, SBS Cap Ultrawhite, SBS FR Cap, SBS FR Cap UltraWhite, SBS Glass, SBS Glass UltraWhite, SBS Glass FR, SBS Glass FR UltraWhite,
SBS Premium, SBS Premium UltraWhite, SBS Premium FR or SBS Premium FR UltraWhite fully bonded in Elevate Multi-Purpose MB Cold Adhesive

One or more plies of SBS Base, SBS Poly Base, SBS Premium Poly Base or SBS Premium Base fully bonded in Elevate Multi-Purpose MB Cold
Adhesive

CD Fasteners & Plates | Elevate Concrete Drive and Insulation Fastening Plates

One layer of any of the following products:

-Georgia-Pacific DensDeck

-Georgia-Pacific DensDeck Prime

Cover Board -Elevate ISOGARD HD

-GenFlex HD I1ISO

-USG SECUROCK Glass-Mat Roof Board

-USG SECUROCK Gypsum-Fiber Roof Board

As Tested deck construction details are described as follows:

CA APP Cap

CA SBS BUR Ply

CA SBS Cap

CA SBS Ply

Concrete Deck Min. f; = 2,500 psi at 28 days

CWF Deck Min. 2.5-inch thick Tectum | cementitious wood fiber panels

Steel Deck Min. 22 ga, Wide Rib Deck (Type WR) conforming to ANSI/SDI-RD1.0 & FBC; 0.5% Vented and ASTM A653 G90 for LWIC
applications only. The following nomenclature is used to further describe the As Tested condition.

. F<#> <#> #12-24 HWH self-drilling screws or equivalent fastener at each flute used to secure the deck to the structural
Deck Detail supports; Min. 0.25-inch penetration
G<#> Min. Grade <#> of Steel Deck
L<#> Max. span of <#> ft
P Min. 5/8-inch diameter puddle welds at each flute used to secure the deck to the structural supports
S<#> 1/4 ”-14 HWH x7/8” self-drilling screws or equivalent fastener secured <#>-inch o.c. along the panel side laps
W 0.75-inch O.D. flat washer used with indicated fastener
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
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TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Name Definition
Wood Deck Solid or closely fitted span rated sheathing at max. 24 in. span; The following nomenclature is used to further describe the As
Tested condition.
T<#> Min. <#>-inch thick f the pl d
Deck Detail (Cont'd) in inch thic .ness of the plywoo
L<#> Max. span of <#> inches
N<#> Min. 0.113-inch diameter x 2-3/8-inch ring shank nails spaced <#>-inch o.c. at all intermediate supports and at the
perimeter of each board

DensDeck

Min. 0.25-inch Georgia-Pacific DensDeck

DensDeck Prime

Min. 0.25-inch Georgia-Pacific DensDeck Prime

HA SBS BUR Ply

One or more plies of MB Base, Ply IV (4), Ply VI (6), SBS, Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully
bonded in ASTM D 312, Type IV hot asphalt

HA SBS BUR Py II

One or more plies of MB Base, SBS, Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully bonded in ASTM D 312,
Type IV hot asphalt

HA SBS Cap

SBS Cap, SBS Cap Ultrawhite, SBS FR Cap, SBS FR Cap UltraWhite,SBS Glass, SBS Glass UltraWhite, SBS Glass FR, SBS Glass FR Ultrawhite,
SBS Premium, SBS Premium UltraWhite, SBS Premium FR or SBS Premium FR UltraWhite fully bonded in ASTM D 312, Type IV hot asphalt

HA SBS Ply

One or more plies of SBS Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully bonded in ASTM D 312, Type IV
hot asphalt

HD Fasteners & Plates

Elevate Heavy Duty Fasteners and Insulation Fastening Plates

INSULATION

One of more layers in any combination of:
-Georgia-Pacific DensDeck
-Georgia-Pacific DensDeck Prime
-Elevate 1ISO 95+ GL or ISOGARD GL
-Elevate ISOGARD HD

-Elevate ISOGARD HD Composite
-Elevate RESISTA or ISOGARD CG
-GenFlex ISO Insulation

-GenFlex HD I1ISO

-GenFlex HD Composite ISO

-GenFlex Coated Glass Facer

-USG SECUROCK Glass-Mat Roof Board
-USG SECUROCK Gypsum-Fiber Roof Board

Insulation Adhesive

1.S.0. Twin Pack Adhesive, 1.S.0. Stick Insulation Adhesive, or I.S.O. Fix Il Adhesive

Insulation Adhesive Il

I.S.0. Twin Pack Adhesive, I.S.O. Stick Insulation Adhesive, 1.S.O. Fix Il Adhesive, |.S.0. Spray R, or Twin Jet

Insulation Adhesive llI

1.S.0. Twin Pack Adhesive, |.S.0. Stick Insulation Adhesive, 1.S.0. Fix Il Adhesive, or Twin Jet

One or more layers of GenFlex ISO Insulation, Elevate ISO 95+ GL, or Elevate ISOGARD GL; Elevate ISOGARD GL shall be minimum 2.0-inch

ISO thickness when mechanically fastened in roof assemblies with adhered membranes

ISO HD One or more layers of GenFlex HD ISO or Elevate ISOGARD HD

ISO HD-C One or more layers of GenFlex HD Composite ISO or Elevate ISOGARD HD Composite

1SO CG One or more layers of GenFlex Coated Glass Facer, Elevate RESISTA, or Elevate ISOGARD CG; Elevate ISOGARD CG shall be minimum 2.0-inch

thickness when mechanically fastened in roof assemblies with adhered membranes

LG SBS BUR Ply

One or more plies of MB Base, SBS, Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully bonded in Elevate
LiquiGard Adhesive

LG SBS Cap

SBS Cap, SBS Cap Ultrawhite, SBS FR Cap, SBS FR Cap UltraWhite, SBS Glass, SBS Glass Ultrawhite, SBS Glass FR, SBS Glass FR UltraWhite,
SBS Premium, SBS Premium UltraWhite, SBS Premium FR or SBS Premium FR UltraWhite fully bonded in Elevate LiquiGard Adhesive

ABE12001.17

FL15892-R17 Page 2 of 47

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

[ APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

Name Definition

LG SBS Ply ggﬁec;rivgore plies SBS Base, SBS Poly Base, SBS Premium Poly Base, SBS Premium Base, or SBS Smooth fully bonded in Elevate LiquiGard

LwiC Poured-in-place Cellular Lightweight Insulating Concrete with encapsulated insulation board

MA APP Base One ply of Channel Venting Base, APP Glass Base P, APP 160 Cool or APP 170 Cool mechanically attached as prescribed per the approved assembly

MA Base One ply of Channel V(_enting Base, MB Base, SBS Base, SBS Base-P, SBS Glass To_rch Base, SBS Glass Tqrch Base 1.5, SBS Premium Base, SBS
Poly Base, SBS Premium Poly Base, SBS Poly Torch Base, or SBS Smooth mechanically attached as prescribed per the approved assembly

MA Base I One ply of MB Base, SBS Base, SBS Base-P, SBS Glass ‘_I'orch Base, SBS Glass '_I'orch Base 1.5, SBS Premium Base, SBS Poly Base, SBS Premium
Poly Base, SBS Poly Torch Base, or SBS Smooth mechanically attached as prescribed per the approved assembly

MA Base Ill One ply of Channel Venting Base, SBS Glass Torch Base, SBS Premium Base, SBS Poly Base, SBS Glass Torch Base 1.5, SBS Poly Torch Base or

SBS Smooth mechanically attached as prescribed per the approved assembly

MB-2 Plates and

Elevate MB 2” Barbed Metal Lap Plates with Elevate All-Purpose Fasteners for steel decks and Elevate Heavy Duty Fasteners for concrete decks

Fasteners
MCRF Minimum Characteristic Resistance Force as determined by TAS 105 for the named fastener in the selected assembly
MDP Maximum Design Pressure

Preliminarily Secured

Fastened at minimum rate of 5 per 4 ft x 8 ft board or 4 per 4 ft x 4 ft board.

Recover

Where assemblies are used to recover an existing roof, the existing roof shall consist of only one layer of roofing, i.e. recovering a previously recovered
roof is not permitted. Recover roofing shall be conducted in compliance with FBC Section 1511 outside of the HVHZ and FBC Section 1521 within the
HVHZ. For mechanically fastened roof assemblies, the existing roof insulation thickness may be contributory in meeting the minimum insulation
thickness requirements for a given assembly.

SBS Base Sheet

One ply of SBS Base, SBS Base-P, SBS Glass Torch Base, SBS Poly Base, SBS Premium Poly Base, SBS Poly Torch Base, SBS Premium Base, or
SBS Smooth

SBS TA Vapor Barrier

SBS Glass Torch Base torched adhered over primed concrete deck

SECUROCK Min. 0.25-inch USG SECUROCK Gypsum-Fiber Roof Board

TA APP Cap APP Premium FR, APP Premium FR UltraWhite, APP 1_80, APP 180 Ultrawhite, APP 180 Cool, APP 180 FR, APP 180 FR UltraWhite APP 180 FR Cool
or APP FR Cool Ultrawhite fully bonded by torch adhering

TA APP P One or more plies of APP 80 Glass Base, APP 80 Glass Base-P, APP Premium Base, APP 160, APP 160 Cool, APP 170, APP 170 Cool, or APP 160-P

y fully bonded by torch adherin
y y 9

TA SBS Cap SBS FR_Torch, SBS F_R Torch UltraWhite, S_BS Glass FR Torch, SBS Glass FR Torch UltraWhite, SBS Premium FR Torch, SBS P_remium FR Torch
UltraWhite,SBS Premium Torch, SBS Premium Torch UltraWhite, SBS Torch or SBS Torch UltraWhite fully bonded by torch adhering

TA SBS Cap Il SBS Torch, SBS Premium Torch, SBS FR Torch or SBS Premium FR Torch fully bonded by torch adhering

TA SBS Ply One or more plies of SBS Glass Torch Base, SBS Glass Torch Base 1.5 or SBS Poly Torch Base fully bonded by torch adhering

V-Force One ply of Elevate V-Force Vapor Barrier Membrane
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APPROVED ASSEMBLIES

The following notes shall be observed when using the assembly tables below.

1. MDPs were calculated using a 2:1 margin of safety per FBC Section 1504.9 and 1523.4. MDP shall be minimum -45 psf for use in the HVHZ.
2. Referto LimITATIONS and NOMENCLATURE sections of this evaluation when using the table(s) below. Items italicized refer to specific nomenclature used in
this report.
3. Refer to INSTALLATION section of this report for installation detail when the information is not explicitly stated for the selected assembly.
4. The on-center (0.c.) spacing given is the maximum allowable attachment spacing for the rated system.
5. As Tested information for roof deck construction is provided for information only. The addition of the As Tested deck information does not obviate the
requirement for rational design of the roof deck and roof deck attachment in accordance with FBC requirements.
6. Prior to application of the approved assembly an optional vapor barrier, such as 4-6 mil polyethylene, V-Force, or DensDeck Prime with V-Force, may be
installed over concrete or steel decks when the approved assembly contains insulation or the membrane fastened through to the deck.
Assembly System Numbers and Definitions
C-A-# Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
C-AM-# Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
CW-A-# Adhered Assemblies over Cementitious Wood Fiber Deck (New or Existing)
LC-A-# Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
LC-AM-# Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Concrete Deck (New or Existing)
LC-M-# Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
LS-A-# Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
LS-AM-# Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Steel Deck (New or Existing)
LS-M-# Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
R-A-# Recover Assemblies with All Layers Adhered
R-AM-# Recover Assemblies with Adhered Membranes over Fastened Insulation
R-M-# Recover Assemblies with Mechanically Fastened Base Sheet
S-AM-# Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
S-M-# Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
W-AM-# Assemblies with Adhered Membranes over Fastened Insulation over Wood Deck (New, Existing, or Recover)
W-M-# Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
ABE12001.17 FL15892-R17 Page 4 of 47
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Syngem Vapor Barrier Base Insulation Top Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
Min. 0.5-inch ISO . -
Insulation Adhesive Il ; N BASEGARD, y LG SBS Cap, -105
C-A-1 - : S - Twin Pack applied in LG SBS BUR Ply, .
ribbon applied in . CA SBS BUR Ply HA SBS Cap, (Lim. 9)
: ribbons spaced 12- HA SBS BUR Ply,
ribbons spaced ) TA SBS Cap
. inch o.c. TA SBS Ply
12-inch o.c.
i i 150
Insulation Adhesive Il installed with 1.S.0. BASEGARD, OPTIONAL CAAPP Capor | -105
C-A2 - ribbon applied in - Twin Pack appliedin | "~ "\ pp py CA APP Ply or TAAPP Cap | (Lim.9)
; PP ribbons spaced 12- Y TA APP Ply p ’
ribbons spaced inch o.c
12-inch o.c. "
Min. 0.5-inch ISO
installed with ISO HD installed with c AOSFI;QOBTJARLPI CA SBS Cap,
C-A3 ) Insulation Adhesive I ) Insulation Adhesive BASEGARD, LG SBS BUR P! y LG SBS Cap, -110
ribbon applied in applied in ribbons CA SBS BUR Ply Y HA SBS Cap, (Lim. 9)
: . HA SBS BUR Ply,
ribbons spaced spaced 12-inch o.c. TA SBS P| TA SBS Cap
12-inch o.c. y
Min. 0.5-inch ISO
Insullgzz)ar!li(iixvgshive Il IlsnosuTgiér;sﬂlﬁgs\{\\féh OPTIONAL CA APP Cap or -110
C-A-4 - . Jesh - on A¢ CA APP Ply CA APP Ply or p .
ribbon applied in applied in ribbons TA APP Cap (Lim. 9)
, . TA APP Ply
ribbons spaced spaced 12-inch o.c.
12-inch o.c.
Min. 0.5-inch ISO
) ) . OPTIONAL
installed with SECUROCK installed CA SBS Cap,
Insulation Adhesive || with 1.S.0. Twin Pack BASEGARD, CA SBS BUR Ply LG SBS Cap, -122.5
C-A-5 - : e - o CA SBS BUR Ply LG SBS BUR Ply, :
ribbon applied in applied in ribbons HA SBS Cap, (Lim. 9)
; . HA SBS BUR Ply HA SBS BUR Ply,
ribbons spaced spaced 12-inch o.c. TA SBS Cap
. TA SBS Ply
12-inch o.c.
Min. 0.5-inch ISO
installed with SECUROCK installed OPTIONAL
C-A6 ) Insulation Adhesive || ) with 1.S.0. Twin Pack or CA APP Ply CA APP Plv or CA APP Cap or -122.5
ribbon applied in applied in ribbons TA APP Ply y TA APP Cap (Lim. 9)
; . TA APP Ply
ribbons spaced spaced 12-inch o.c.
12-inch o.c.
OPTIONAL
Min. 0.5-inch ISO SECUROCK installed |  BASEGARD, casBSBURPY | CASBSCAR |
C-A-7 - installed with ASTM D - with ASTM D 312, CA SBS BUR Ply LG SBS BUR Ply, HA SBS Cap’ (Lim. 9)
312, Type IV Asphalt Type IV Asphalt HA SBS BUR Ply HA SBS BUR Ply, p. ’
TA SBS Cap
TA SBS Ply
ABE12001.17 FL15892-R17 Page 5 of 47

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Syngem Vapor Barrier Base Insulation Top Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
Min. 0.5-inch ISO SECUROCK installed OPTIONAL
C-A8 - installed with ASTM D - with ASTM D 312, OVT(/iAAﬁ';PPF'V CAAPPPlyor | CARBE AP Or (L-ilnfog)
312, Type IV Asphalt Type IV Asphalt y TA APP Ply P :
Min. 0.5-inch ISO DensDeck Prime
X . - . OPTIONAL
|n§ta||ed W|th |n§talled Wlth BASEGARD, CA SBS BUR Py, CA SBS Cap,
Insulation Adhesive Ill Insulation Adhesive Ill LG SBS Cap, -167.5
C-A-9 - - 2N - . O HA SBS BUR Ply, LG SBS BUR Ply, ;
ribbon applied in ribbon applied in HA SBS Cap, (Lim. 9)
, : or TA SBS Ply HA SBS BUR Ply,
ribbons spaced ribbons spaced or TA SBS P or TA SBS Cap
12-inch o.c. 12-inch o.c. Y
Min. 0.5-inch ISO DensDeck Prime
installed with installed with
Insulation Adhesive IlI Insulation Adhesive IlI BASEGARD or OPTIONAL -167.5
C-A-10 ribbon applied in - ribbon applied in TA APP Ply TA APP Ply TAAPPCap 1 in g)
ribbons spaced ribbons spaced
12-inch o.c. 12-inch o.c.
Min. 0.5-inch ISO .
installed with S&/ﬁ#ﬁgng”t}iagfd BASEGARD, capnoNAL CA SBS Cap,
C-A-11 ) Insulation Adhesive I ) Twin ;]e.ta. lied in CA SBS BUR Ply, LG SBS BUR Ply' LG SBS Cap, -175
ribbon applied in . pp HA SBS BUR Ply, Y, HA SBS Cap, | (Lim.9)
: ribbons spaced 12- HA SBS BUR Ply,
ribbons spaced B or TA SBS Ply or TA SBS Cap
. inch o.c. or TA SBS Ply
12-inch o.c.
OPTIONAL
Min. 1.5-inch ISO Min. 1-inch ISO MinOIJD.E—iOn'\éﬁll_SO
installed with 1.S.0. installed with AR OPTIONAL
C-A-12 V-Force Stick applied in 1.S.0. Stick installed with 1.S.0. BASEGARD HA SBS Ply, HA SBS Cap, | -262.5
: P Stick applied in or TASBS Cap | (Lim.9)
ribbons spaced applied in ribbons - or TA SBS Ply
. ribbons spaced
12-inch o.c. spaced 12-inch o.c
12-inch o.c. "
OPTIONAL
V-Force or 1-2
ply of _PIy IV or Min. 0.5-inch ISO ISO HD or DensDeck
as XL:?;OAPP installed with 1.S.0. Prime installed with OPTIONAL
P Twin Pack or I.S.O. 1.S.0. Twin Pack or HA SBS Cap, -262.5
C-A13 | 80ClassBase, | oo B anlied in - .S.0. Spray R BASEGARD HA SBS Ply, or TASBS Cap | (Lim. 9)
SBS Glass FR pray X app -2:0. Spray or TA SBS Ply P :
ribbons spaced applied in ribbons
Torch, or SBS 12-inch o.c spaced 12-inch o.c
Poly Torch e P "
Base torch
adhered
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Syngem Vapor Barrier Base Insulation Top Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
ISO HD or
Taper ISO installed DensDeck Prime
with 1.S.0. Stick installed with OPTIONAL
C-A-14 V-Force applied in ribbons 1.S.0. Stick - BASEGARD HA SBS Ply, AN (-ing]z.g)
spaced applied in ribbons or TA SBS Ply p ’
12-inch o.c. spaced
12-inch o.c.
Min. 1.5-inch ISO
installed with 1.S.0.
Twin Pack Insulation OPTIONAL
C-A-15 V-Force Adhesive or |.S.0. - - BASEGARD HA SBS Ply, O':# Asggscg‘; ('inﬁz'g)
Stick applied in or TA SBS Ply p :
ribbons spaced
12-inch o.c.
OPTIONAL
V-Force or 1-2
ply of Ply IV.or |y 0 5inch 1s0
V1 in hot installed with 1.S.0
asphalt or APP . e OPTIONAL R
C-A-16 | 80Glass Base, | 1Win Packorl.S.0. . . BASEGARD HA SBS Ply, HA SBS Cap, | -287.5
Spray R applied in or TASBS Cap | (Lim.9)
SBS Glass FR fibbons spaced or TA SBS Ply
Torch, or SBS it
Poly Torch o
Base torch
adhered
Min. 0.5-inch ISO Min. 1-inch ISO
installed with I.S.0. installed with OPTIONAL
C-A-17 V-Force Stick applied in 1.5.0. Stick - BASEGARD HA SBS Ply, iR Ses s ('infn7'g)
ribbons spaced applied in ribbons or TA SBS Ply P ’
6-inch o.c. spaced 6-inch o.c.
_Min. 0.5-inch 1ISO Min. 1-inch ISO | or - jrocK installed OPTIONAL CA SBS Cap,
installed with 1.S.0. installed with : ! CA SBS Ply,
: LS . with 1.S.0. Stick BASEGARD or LG SBS Cap, -287.5
C-A-18 V-Force Stick applied in I.S.0. Stick applied in ribbons CA SBS BUR Ply LG SBS Ply, HA SBS Cap (Lim. 9)
ribbons spaced applied in ribbons spaced 12-inch o.c HA SBS Ply, or TA SBS Ca’ ’
6-inch o.c. spaced 6-inch o.c. P " or TA SBS Ply P
_Min. 0.5-inch 1ISO Min. 1-inch ISO | gr -\ jrocK installed OPTIONAL CA SBS Cap,
installed with I.S.0. installed with : . CA SBS Ply,
. oS - with 1.S.0. Stick BASEGARD or LG SBS Cap, -317.5
C-A-19 - Stick applied in I.S.0. Stick LT LG SBS Ply, .
- N applied in ribbons CA SBS BUR Ply HA SBS Cap, (Lim. 9)
ribbons spaced applied in ribbons spaced 12-inch o.c HA SBS Ply, or TA SBS Ca
6-inch o.c. spaced 6-inch o.c. P T or TA SBS Ply p
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Syngem Vapor Barrier Base Insulation Top Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
OPTIONAL
V-Force or 1-2
ply of Ply IV.or 1 i 0 5-inch 1ISO
V1 in hot installed with 1.S.0. SECUROCK installed | g \gecaRp, OPTIONAL CA SBS Cap,
asphalt or APP ) with 1.S.0. Twin Pack CA SBS Ply,
C-A20 | 80Glass Base, | 1Win Packorl.S.O. : or1.5.0.SprayR | CASBSBURPI, LG SBS Pl LG SBS Cap, | -347.5
’ Spray R applied in =.0. Spray HA SBS BUR Ply, Y HA SBS Cap, (Lim. 9)
SBS Glass FR ribbons spaced applied in ribbons or TA SBS PI HA SBS Ply, or TA SBS Ca
Torch, or SBS 12.i P spaced 12-inch o.c. Y or TA SBS Ply P
-inch o.c.
Poly Torch
Base torch
adhered
Min. 0.5-inch ISO
installed with SECUROCK installed BASEGARD, é)AP-IS-:B(')SNS; CA SBS Cap,
C-A-21 ) Insulation Adhesive ) with I.S.O. Stick CA SBS BUR Ply, LG SBS Ply' LG SBS Cap, -347.5
ribbon applied in applied in ribbons HA SBS BUR Ply, HA SBS Ply‘ HA SBS Cap, (Lim. 9)
ribbons spaced spaced 6-inch o.c. or TA SBS Ply or TA SBS PI’ or TA SBS Cap
6-inch o.c. y
V-Force or 1-2
ply of Ply IV or
VIin hot Min. 0.5-inch ISO .
asphalt or APP | installed with 1.S.0. aﬁﬁrggcm?fsgﬁg gAPg&NQ; CA SBS Cap,

C.A-22 | 80Class Base, Twin Pack or I.S.0. ) or1.S.0. Spray R BASEGARD or LG SBS Plyy LG SBS Cap, -400
SBS Glass FR Spray R applied in a 'Iie'd i.n fibbons TA SBS Ply HA SBS PI ' HA SBS Cap, (Lim. 9)
Torch, or SBS ribbons spaced pp d 12-inch o.c or TA SBS gl or TA SBS Cap

Poly Torch 12-inch o.c. space " Y
Base torch
adhered
SECUROCK installed (?AP;'E%NS)L/ CA SBS Cap,

C-A-23 ) with 1.S.0. Stick ) ) BASEGARD or LG SBS Ply' LG SBS Cap, -400
applied in ribbons TA SBS Ply HA SBS PIy, HA SBS Cap, (Lim. 9)
spaced 6-inch o.c. or TA SBS Pfy or TA SBS Cap

V-Force or 1-2
ply of Ply IV or
VI in hot Min. 0.5-inch ISO . SBS Poly Base or
asphalt or APP | installed with 1.S.0. aﬁﬁggcm?ﬁtsgﬁﬂ SBS Smooth in COAP;:SSNS; CA SBS Cap,

C.A-24 | 80GClass Base, Twin Pack or I.S.0. ) or1.S.0. Spray R Multi-Purpose MB LG SBS Plyy LG SBS Cap, -400
SBS Glass FR Spray R applied in appiiéd i.n ribbons Cold Adhesive or HA SBS PIy’ HA SBS Cap, (Lim. 9)
Torch, or SBS ribbons spaced spaced 12-inch o.c ASTM D 312, or TA SBS Pf or TA SBS Cap

Poly Torch 12-inch o.c. P " Type IV Asphalt Y
Base torch
adhered
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Syngem Vapor Barrier Base Insulation Top Insulation Cover Board Base Ply Ply Sheet Cap Sheet IEﬂ)ZfF))
SBS Poly Base or
SECUROCK installed SBS Smooth in SrLOoNA CA SBS Cap,

C-A-25 ) with 1.S.0. Stick B B Multi-Purpose MB LG SBS Ply, LG SBS Cap, -400
applied in ribbons Cold Adhesive or HA SBS Ply’ HA SBS Cap, (Lim. 9)
spaced 6-inch o.c. ASTM D 312, or TA SBS Igl or TA SBS Cap

Type IV Asphalt Y
V-Force or 1-2
ply of Ply IV or
VI in hot Min. 0.5-inch ISO ;
asphalt or APP installed with 1.S.0. ?V:Ety? IUSR gC;fv:/?r?tsgig
80 Glass Base, Twin Pack or I.S.0. oA OPTIONAL -462.5
C-A26 | SBSGlassFR |  Spray R applied in - or 1.S.0. Spray R TA APP Ply TA APP Ply TAAPPCap | im g
. applied in ribbons
Torch, or SBS ribbons spaced spaced 12-inch o.c
Poly Torch 12-inch o.c. P o
Base torch
adhered
SECUROCK installed
with 1.S.0. Stick OPTIONAL -462.5
C-A21 ) applied in ribbons ) ) TA APP Ply TA APP Ply TAAPP Cap (Lim. 9)
spaced 6-inch o.c.
TA SBS Ply over
deck primed with OPTIONAL -490
C-A-28 - - - - ASTM D 41 TA SBS Ply TASBSCap | (|im. 9)
primer
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'E/Flgg
OPTIONAL
CA SBS Cap, -37.5
OPTIONAL Min. 1.5-inch IS0 | CP Fasteners & Plates or CA SBS BUR Ply or CA SBS BUR Ply, LG SBS Cap, (Lim. 7;
C-AM-1 HD Fasteners & Plates at LG SBS BUR Ply,
ISO or ISO CG HD-C BASEGARD HA SBS Cap, Non-
8 per 4 ft x 8 ft board HA SBS BUR Ply, or TA SBS Ca HVHZ)
or TA SBS Ply p
ABE12001.17 FL15892-R17 Page 9 of 47
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
DensDeck Prime
secured with
CD Fasteners & OPTIONAL
Plates or 1.S.0. Stick or Twin Jet BASEGARD, LG SBS BUR Ply, o oas e (Li'ris .
C-AM-2 HD Fasteners & Min. 1.5-inch ISO applied in ribbons spaced LG SBS BUR Ply or CA CA SBS BUR Ply, P, -
. HA SBS Cap, or Non-
Plates at 12-inch o.c. SBS BUR Ply HA SBS BUR Ply, or TA SBS Ca HVHZ)
8per4ftx8ift TA SBS Ply P
board followed by
V-Force
DensDeck Prime
secured with
CD Fasteners & 45
Plates or I.S.0. Stick or Twin Jet OPTIONAL : .
C-AM-3 HD Fasteners & Min. 1.5-inch ISO applied in ribbons spaced CI?A@ZF(;Z:%DW CA APP Ply or C¢AA:§PC82 or (L,\'lrgr']?’
Plates at 12-inch o.c. TA APP Cap P HVHZ)
8per4ftx8ift
board followed by
V-Force
DensDeck Prime
secured with Laver 1:
cb PFIasteners & Tapered I1ISO Layer 1 & Layer 2 adhered BASEGARD or OPTIONAL LG SBS Cap, -45
ates or - : . CA SBS BUR Ply, LG SBS BUR Ply, . .
in 1.S.0. Stick or Twin Jet CA SBS Cap, (Lim. 7;
C-AM-4 HD Fasteners & Layer 2: applied in ribbons spaced or CA SBS BUR Ply, HA SBS Cap, or Non-
Plates at SO HD ot P oineh o P TA SBS Ply with DensDeck HA SBS BUR Ply, or A SBS CF; HVHZ)
8 per 4 ft x 8 ft . -C. Prime only TA SBS Ply P
DensDeck Prime
board followed by
V-Force
DensDeck Prime
secured with Laver 1:
ChFasteners& | Tapered iSO | Layer 1 & Layer 2 adhered CA APP Ply 45
ates or - ) ) OPTIONAL . .
in 1.S.0. Stick or Twin Jet or CA APP Cap or (Lim. 7;
C-AM-5 HD Fasteners & . LT . CA APP Ply or
Pl Layer 2: applied in ribbons spaced TA APP Ply with DensDeck TA APP Cap Non-
ates at : . TA APP Ply
ISO HD or 12-inch o.c. Prime only HVHZ)
8peraftx8it DensDeck Prime
board followed by '
V-Force
CD Fasteners & Plates or OPTIONAL 45
came [ OPTOMAL | Min 2:nch1SO | HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HASBS CaporTa | (L. 7
12 per 4 ft x 8 ft board TA SBS Ply P HVHZ)

ABE12001.17
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
OPTIONAL
LG SBS BUR Ply, LG SBS Cap, -45
CAM.T OPTIONAL Min. 2-inch 1SO ﬁg E?ﬁiﬂiﬁ g E'Igiz g{ LG SBS BUR Ply or CA CA SBS BUR Ply, CA SBS Cap, (Lim. 7;
ISO or ISO CG ' 12 per 4 ft x 8 ft board SBS BUR Ply BASEGARD, HA SBS Cap, or Non-
P HA SBS BUR Ply, or TA SBS Cap HVHZ)
TA SBS Ply
-45
CD Fasteners & Plates or OPTIONAL . .
C-AM-8 | | S%P;'%%AEG Min. 2-inch ISO | HD Fasteners & Plates at CA APP Ply CA APP Ply or C¢AA:§PCSQ or (L,\'lrgr']?*
12 per 4 ft x 8 ft board TA APP Cap P HVHZ)
-45
CD Fasteners & Plates or OPTIONAL . )
C-AM-9 OPTIONAL SECUROCK HD Fasteners & Plates at CA APP Ply or CA APP Ply or CAAPP Capor  (Lim.7,
ISO or ISO CG BASEGARD TA APP Cap Non-
10 per 4 ft x 8 ft board TA APP Ply HVHZ)
OPTIONAL
CA SBS Cap -45
CD Fasteners & Plates or CA SBS Ply, ' ) .
c-Am-10 | OPTIONAL SECUROCK HD Fasteners & Plates at CA SBS Ply or LG SBS Ply, LG SBS Cap, (Lim. 7;
ISO or ISO CG BASEGARD HA SBS Cap, or Non-
10 per 4 ft x 8 ft board HA SBS BUR Ply, or TA SBS Ca HVHZ)
TA SBS Ply P
-45
. . CD Fasteners & Plates or OPTIONAL .
OPTIONAL Min. 0.375-inch CA APP Ply or CA APP Cap or (Lim. 7;
C-AM-11 1150 or 15O CG SECUROCK HD Fasteners & Plates at BASEGARD CA APP Ply or TA APP Cap Non-
8 per 4 ft x 8 ft board TA APP Ply HVHZ)
OPTIONAL
CA SBS Cap, -45
CAML2 | OPTIONAL Min. 0.375-inch | D Fasteners & piates or CA SBS Ply or it LG SBS Cap, | (Lim.7;
ISO or ISO CG SECUROCK BASEGARD Y, HA SBS Cap, or Non-
8 per 4 ft x 8 ft board HA SBS BUR Ply, or TA SBS Ca HVHZ)
TA SBS Ply P
OPTIONAL
L OPTIONAL
CAML Min. 2-inch . HD Fasteners & Plates at TA SBS Ply or TA SBS Cap or -52.5
C-AM-13 | 150 Tapered 1so | DensDeck Prime | "5g ol 4t x 8 ft board HA SBS BUR Ply Il TA SBS Ply or HA SBS Cap (Lim. 7)
HA SBS BUR Ply II
or ISO CG
; : CD Fasteners & Plates or OPTIONAL
cAM14 | S%P;'%%A(L:G '}"S'r(‘) ZHS‘%‘ HD Fasteners & Plates at CA APP Ply CA APP Ply or CfAA:;’Png or (L'?rﬁ'sn
12 per 4 ft x 8 ft board TA APP Cap P '
Min. 2-inch
ISO HD-C
. . CD Fasteners & Plates or OPTIONAL
C-AM-15 OPTIONAL laid perpendicular | 45 o ioners & Plates at CA APP Ply CA APP Ply or CA APP Cap or -52.5
ISO or ISO CG to flutes with 8 per 4 ft x 8 ft board TA APP Cal TA APP Cap (Lim. 7)
staggered end P P
joints

ABE12001.17

FL15892-R17

Page 11 of 47

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
Min. 2-inch
ISO HD-C CD Fasteners & Plates or (?AP-IS-:':‘OSNIQIL LG SBS Cap,
OPTIONAL laid perpendicular CA SBS BUR Ply or Y, CA SBS Cap, -52.5
C-AM-16 . HD Fasteners & Plates at LG SBS Ply, ;
ISO or ISO CG to flutes with 8 4 ft x 8 ft board BASEGARD HA SBS BUR Pl HA SBS Cap, or (Lim. 7)
staggered end per X oar v TA SBS Cap
o or TA SBS Ply
joints
OPTIONAL Min 2.5-nch | CD Fasteners & Plates or CA APP Ply o OPTIONAL CA APP Cap or 525
C-AM-17 1SO or ISO CG 1SO HD Fasteners & Plates at BASEGARD CA APP Ply or TA APP Ca Lim 7)
15 per 4 ft x 8 ft board TA APP Cap P
OPTIONAL
CA SBS Cap,
CAM-18 OPTIONAL Min 2.5-inch ﬁg Eg‘;’r‘]zz g E'Igizz o CA SBS Ply or Eé ggg g:y’ LG SBS Cap, -52.5
ISO or ISO CG ISO BASEGARD Y, HA SBS Cap, or (Lim 7)
15 per 4 ft x 8 ft board HA SBS BUR Ply, TA SBS Ca
or TA SBS Ply P
OPTIONAL
LG SBS Cap,
Min. 1-inch CD Fasteners & Plates or CA SBS BUR Ply or CA SBS Ply, CA SBS Cap, 525
C-AM-19 1SO or 1ISO CG ISO HD HD Fasteners & Plates at BASEGARD LG SBS Ply, HA SBS Cap. or wim. 7)
24 per 4 ft x 8 ft board HA SBS BUR Ply, A SBS CF; .
or TA SBS Ply P
OPTIONAL
CA SBS Ply, LG SBS Cap,
canzo | OPTONAL | winisinen | (DEREESERAes | (G Ses . chsasCan | 60
ISO or ISO CG ISO HD-C 12 por 4 ft x 8 ft board y BASEGARD, HA SBS Cap, or (Lim. 7)
P HA SBS BUR Ply, or TA SBS Cap
TA SBS Ply
. . CD Fasteners & Plates or OPTIONAL
caw21 | | S%P;'?S'\(')A(';G '\"I'gbl:gf‘gh HD Fasteners & Plates at CA APP Ply CA APP Ply or C¢AAAPFF,’PC82 or (Li'go 7
12 per 4 ft x 8 ft board TA APP Cap P '
. . CD Fasteners & Plates or OPTIONAL
C-AM-22 IS%P;'?S'\(‘)A('EG Ml'gblfgf‘gh HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HA SsBE?ngg or TA (Li'rf]o 7
12 per 4 ft x 8 ft board TA SBS Ply P ’
CD Fasteners & Plates or OPTIONAL
C-AM-23 IS%P;'%%A('EG Min. 1.5-inch ISO | HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HA Sggscé‘g orTA (Li'rf]o 2
18 per 4 ft x 8 ft board TA SBS Ply P )
OPTIONAL
OPTIONAL CD Fasteners & Plates or CA SBS BUR Ply, CA SBS Cap, HA 60
C-AM-24 1SO or ISO GG Min. 1.5-inch ISO HD Fasteners & Plates at CA SBS BUR Ply BASEGARD, SBS Cap, or TA (Lim. 7)
18 per 4 ft x 8 ft board HA SBS BUR Ply, or SBS Cap '
TA SBS Ply
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
CD Fasteners & Plates or OPTIONAL
cam2s | OPTIORAL 1 Min 154nch1SO | HD Fasteners & Plates at GO AP Py or CA APP Ply or CAAPE Cab of (Li'go -
18 per 4 ft x 8 ft board TA APP Ply P '
CD Fasteners & Plates or OPTIONAL
cam26 | OPTIORAL | Min. 154nch1SO | HD Fasteners & Plates at GO AP Py or CA APP Ply or CAAPE Cab of (Li'go -
18 per 4 ft x 8 ft board TA APP Ply P :
C-AM-27 Min. 1-inch Min. 0.5-inch EB Egiigggi i E:‘;gg Z{ CA APP Ply or CSZII—DIF?';@LM CA APP Cap or -60
ISO or ISO CG SECUROCK 15 per 4 ftx 8 ft board BASEGARD TA APP Ply TA APP Cap (Lim. 7)
OPTIONAL
CA SBS Cap,
C.AM.2g | Min. 1-inch Min. 0.5-inch | CD Fasteners & Prates or CA SBS Ply o CASES Y LG SBS Cap, 60
ISO or ISO CG SECUROCK BASEGARD Y, HA SBS Cap, or (Lim. 7)
15 per 4 ft x 8 ft board HA SBS BUR Ply, or TA SBS Ca
TA SBS Ply P
CA SBS Ply
! PTIONAL
CD Fasteners & Plates or BASEGARD or (?A SB(‘)S Ply CA SBS Cap,
C-AM-29 Min 0.5-inch Min. 0.5-inch HD Fasteners & Plates at SBS Base-P LG SBS P! ! LG SBS Cap, -60
ISO or ISO CG SECUROCK fully adhered in Y, HA SBS Cap, or (Lim. 7)
18 per 4 ft x 8 ft board - HA SBS BUR Ply, or
Multi-Purpose TA SBS P TA SBS Cap
MB Cold Adhesive Y
Min. 1-inch OPTIONAL CA SBS Cap,
' CD Fasteners & Plates or CA SBS Ply, BASEGARD, HA SBS Cap, or
C-AM-30 OPTIONAL 150 CG or HD Fasteners & Plates at _ CASBSPly HA SBS BUR Ply, or TA SBS Cap 675
ISO or ISO CG Min. 0.5-inch > 4t ft board (min. 3.75-inch side laps) TA SBS P . 75-inch sid (Lim. 7)
DensDeck Prime 0 per 4 ft x 8 ft boar _ S S ly (min. 3.75-inch side
(min. 3.75-inch side laps) laps)
CA SBS PI OPTIONAL CA SBS Cap,
One or more CD Fasteners & Plates or HA SBS P! y’or CA SBS Ply, HA SBS Cap, or 675
C-AM-31 layers of SECUROCK HD Fasteners & Plates at TA SBS gl’ HA SBS Ply, or TA SBS Cap (Lim. 7)
ISO or ISO CG 18 per 4 ft x 8 ft board ; : Y TA SBS Ply (min. 3.75-inch side '
(min. 3.75-inch side laps) . - h
(min. 3.75-inch side laps) laps)
One or more CD Fasteners & Plates or OPTIONAL
C-AM-32 layers of SECUROCK HD Fasteners & Plates at CBAAQEZX:%/DW CA APP Ply or C¢AA:§PC82 or (L-i6n:-57)
ISO or ISO CG 18 per 4 ft x 8 ft board TA APP Ply P '
One or more CD Fasteners & Plates or OPTIONAL HA SBS Cap or 675
C-AM-33 layers of SECUROCK HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or TA SBS Cz (Lim- 7
ISO or ISO CG 18 per 4 ft x 8 ft board TA SBS Ply P )
Min. 1-inch
CD Fasteners & Plates or OPTIONAL
c-AM-34 | OPTIONAL ISO CG or HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HA SBS Cap or 67.5
ISO or ISO CG Min. 0.5-inch 20 per 4 ft x 8 ft board TA SBS PI TA SBS Cap (Lim. 7)
DensDeck Prime P y
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or

quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
OPTIONAL OPTIONAL
C-AM-35 Min. 2-inch Min. 0.5-inch HD Fasteners & Plates at TA SBS Ply or TA SBS Plv or TA SBS Cap or -67.5
ISO, Tapered ISO | DensDeck Prime 18 per 4 ft x 8 ft board HA SBS BUR Ply II Y HA SBS Cap (Lim. 7)
HA SBS BUR Ply Il
or ISO CG
One or more . . CD Fasteners & Plates or OPTIONAL
C-AM-36 layers of Dé\f]';‘bgfk"gﬁ&e HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HﬁAsngscgg or (Li';s 7
ISO or ISO CG 24 per 4 ft x 8 ft board TA SBS Ply P )
OPTIONAL
One or more . r CD Fasteners & Plates or CA SBS Ply, CA SBS Cap, R
C-AM-37 layers of Dg']'gbgfk 'S‘r’i;e HD Fasteners & Plates at HA SBS BUR Ply, or CAHSABgBPS'y'BEgSPEIGﬁfD' HA SBS Cap, or (Li;f’ 7
ISO or ISO CG 24 per 4 ft x 8 ft board TA SBS Ply Y TA SBS Cap '
TA SBS Ply
OPTIONAL CA SBS Cap,
One or more Min. 0.5-inch CD Fasteners & Plates or CA SBS Ply, HA SBS Ply, CA SBS Ply, HA SBS Cap, or 75
C-AM-38 layers of SE(.:U.ROCK HD Fasteners & Plates at or TA SBS Ply HA SBS Ply, or TA SBS Cap wim. 7)
ISO or ISO CG 18 per 4 ft x 8 ft board (min. 3.75-inch side laps) TA SBS Ply (min. 3.75-inch side '
(min. 3.75-inch side laps) laps)
One or more . . CD Fasteners & Plates or OPTIONAL
C-AM-39 layers of '\S"I'E”CSSC')”CCE HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or H¢ASIS3§SC82 or (Li';s 7
ISO or ISO CG 18 per 4 ft x 8 ft board TA SBS Ply P )
One or more . . CD Fasteners & Plates or OPTIONAL
C-AM-40 layers of '\SAIIEnCSSCI)Q:CE HD Fasteners & Plates at C.¢ AAAP\PPPPIQ/I or CA APP Ply or C¢ AAAPIEPCSQ or (Li-;s 7
ISO or ISO CG 18 per 4 ft x 8 ft board Y TA APP Ply P :
OPTIONAL
LG SBS Cap
) . CD Fasteners & Plates or CA SBS Ply, '
C-AM-a1 | OPTIONALISO | Min. 1.5-nchISO | 4 pacteners & Plates at CA SBS BUR Ply LG SBS Ply, BASEGARD, CA SBS Cap, 75
orISO CG HD-C HA SBS Cap, or (Lim. 7)
18 per 4 ft x 8 ft board HA SBS BUR Ply, or TA SBS Ca
TA SBS Ply P
. . CD Fasteners & Plates or OPTIONAL
C-AM-42 | | S%P;'?S%AEG 'V'I',g'olfgf‘éh HD Fasteners & Plates at BASEGARD HA SBS BUR Ply or HﬁAssBsscgg or (Li';s 7
18 per 4 ft x 8 ft board TA SBS Ply P '
OPTIONAL . . OPTIONAL
C-AM-43 Min. 2-inch Min. 0.5—|nc_h HD Fasteners & Plates at TA SBS Ply or TA SBS Ply or TA SBS Cap or _-75
ISO, Tapered ISO | DensDeck Prime 20 per 4 ft x 8 ft board HA SBS BUR Ply I HA SBS Cap (Lim. 7)
HA SBS BUR Ply Il
or ISO CG
One or more . . CD Fasteners & Plates or OPTIONAL
C-AM-44 layers of Dé\:lwlgbg(.:i_lgfirr]ne HD Fasteners & Plates at C¢ AAAP\PPPPIIDYI or CA APP Ply or C¢ AAAPPPPCSQ or (I_-i8r72"|-57)
ISO or ISO CG 20 per 4 ft x 8 ft board Y TA APP Ply P :
One or more . . CD Fasteners & Plates or OPTIONAL
C-AM-45 layers of “SAE‘CSFEC')’E:CQ HD Fasteners & Plates at CTAAAAPEPPQ’I or CA APP Ply or CﬁAA:F'?PCé‘g or (Li'r?]O 7
ISO or ISO CG 18 per 4 ft x 8 ft board Y TA APP Ply P :
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Concrete Deck (New, Existing, or Recover)
Syngem Base Insulation | Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
. . CD Fasteners & Plates or
OPTIONAL Min. 2-inch OPTIONAL CA APP Cap -90
C-AM46 | 1S00r1SOCG | ISOoriso Hp-c | D Fasteners & Plates at CA APP Ply CA APP Ply TA APP Cap (Lim. 7)
18 per 4 ft x 8 ft board
OPTIONAL CA SBS Cap,
Min. 0.5-inch CD Fasteners & Plates or CA SBS Ply CA SBS Ply, HA SBS Cap, -90
C-AM-47 | Min. 1.5-inch ISO SE(‘:U.ROCK HD Fasteners & Plates at or TA SBS Ply HA SBS BUR Ply, or TA SBS Cap (Lim. 7)
22 per 4 ft x 8 ft board (min. 3.75-inch side laps) or TA SBS Ply (min. 3.75-inch side '
(min. 3.75-inch side laps) laps)
. . CD Fasteners & Plates or OPTIONAL
OPTIONAL Min 2.5-inch CA APP Ply or CA APP Cap or -97.5
C-AM-48 HD Fasteners & Plates at CA APP Ply or :
ISO or ISO CG ISO 32 per 4 ft x 8 ft board BASEGARD TA APP Ply TA APP Cap (Lim 7)
OPTIONAL
CA SBS Cap,
OPTIONAL Min 2.5-inch CD Fasteners & Plates or CA SBS Ply or CA SBS Ply, LG SBS Cap. 97,5
C-AM-49 1150 or 15O CG ISO HD Fasteners & Plates at BASEGARD LG SBS Ply, HA SBS Cap, or | (Lim7)
32 per 4 ft x 8 ft board HA SBS BUR Ply, or A SBS oo
TA SBS Ply P
Ol_DTlO!\lAL ] ) OPTIONAL
C-AM-50 Min. 2-inch Min. 0.5-inch HD Fasteners & Plates at TA SBS Ply or TA SBS Ply or TA SBS Cap or -97.5
ISO, Tapered ISO | DensDeck Prime 24 per 4 ft x 8 ft board HA SBS BUR Ply Il Y HA SBS Cap (Lim. 7)
HA SBS BUR Ply I
or ISO CG
: : CD Fasteners & Plates or
. . Min. 0.5-inch OPTIONAL -150
C-AM-51 | Min. 1.5-inch ISO SECUROCK HD Fasteners & Plates at TA SBS Ply TA SBS Ply TA SBS Cap (Lim. 7)
32 per 4 ft x 8 ft board
OPTIONAL
C-AM-52 M%:ygririh Min. 0.5-inch HD Fasteners & Plates at TA SBS Ply or nggggﬁll_or TA SBS Cap or -157.5
ISO, Tapered ISO DensDeck Prime 32 per 4 ft x 8 ft board HA SBS BUR Ply II HA SBS BUR Ply Il HA SBS Cap (Lim. 7)
or ISO CG
Adhered Assemblies over Cementitious Wood Fiber Deck (New or Existing)
System : Base q MDP
No. Base Insulation Attachment Top Insulation Top Attachment Base Ply Ply Sheet Cap Sheet (psf)
. OPTIONAL
Min. 400 psi Celcore 1.S.0. Sick or CASBSBURPI, | -aSBSBUR Ply, CA SBS Cap,
. . . Twin Jet BASEGARD, LG SBS Cap, -145
CW-A-1 MF with HS Rheology Poured-in-place DensDeck Prime Ribb d HA SBS BUR PI LG SBS Ply, HA SBS C Lim. 9
Admixture : O.”Sﬁpace | Y| HA SBS BUR Ply, ap, | (Lim.9)
12-inch o.c. or TA SBS Ply or TA SBS Ply or TA SBS Cap
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Adhered Assemblies over Cementitious Wood Fiber Deck (New or Existing)
System : Base g MDP
No. Base Insulation Attachment Top Insulation Top Attachment Base Ply Ply Sheet Cap Sheet (psf)
1.S.0. Stick or . CA SBS BUR Ply, OPTIONAL LG SBS Cap,
Twin Jet; 1.S.0. Sick BASEGARD CASBSBURPl, | caspsca -202.5
CW-A-2 Min. 0.5-inch ISO . ! SECUROCK Ribbons spaced ! LG SBS Ply, P, L
Ribbons spaced . HA SBS BUR Ply, HA SBS Cap, (Lim. 9)
12-inch o.c 12-inch o.c. orTAsBs Ply | HASBSBURPl, | 7)'Ses cap
" or TA SBS Ply
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System . Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LWIC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL CD Fasteners & Plates or OPTIONAL HA SBS Cap or 60
LC-A-1 SBS TA Vapor Min. 300 psi LWIC Min. 2-inch ISO HD Fasteners & Plates at BASEGARD HA SBS BUR Ply TA SBS Cg (Lim. 9)
Barrier 18 per 4 ft x 8 ft board or TA SBS Ply P '
OPTIONAL CD Fasteners & Plates or OPTIONAL
LC-A2 | SBSTA Vapor Min. 300 psi LWIC Min. 2-inch ISO | HD Fasteners & Plates at Cé\A@PEEZgE)” CA APP Ply or OrCTAAA/_F\’FE’Png (Li'rf]o 9
Barrier 18 per 4 ft x 8 ft board TA APP Ply P '
OPTIONAL
OPTIONAL CD Fasteners & Plates or CA SBS BUR Ply, CA SBS Cap, 60
LC-A-3 SBS TA Vapor Min. 300 psi LWIC Min. 2-inch ISO HD Fasteners & Plates at CA SBS BUR Ply BASEGARD, HA SBS Cap, (Lim. 9)
Barrier 18 per 4 ft x 8 ft board HA SBS BUR Ply, | or TA SBS Cap '
or TA SBS Ply
Min. 200 psi Cellular OPTIONAL
Lightweight Concrete I.S.0. Stick or Twin Jet CA SBS BUR Ply, CA SBS BUR Ply, CA SBS Cap,
- . : . BASEGARD, LG SBS Cap, -76.5
LC-A-4 - (MCRF = 80 Ibf using DensDeck Prime Ribbons spaced 12-inch LG SBS BUR Ply, B
) HA SBS BUR Ply, HA SBS Cap, | (Lim.9)
Elevate 1.7-inch LWC o.c. or TA SBS Pl HA SBS BUR Ply, or TA SBS Ca
Base-Ply Fastener) y or TA SBS Ply P
Min. 200 psi Cellular
Lightweight Concrete I.S.0O. Stick or Twin Jet OPTIONAL }
LC-A-5 - (MCRF = 80 Ibf using DensDeck Prime Ribbons spaced 12-inch CéAAéEgiggr CA APP Ply or oE:'TA\AA,EIEPng (erg'Sg)
Elevate 1.7-inch LWC o.c. TA APP Ply P :
Base-Ply Fastener)
Min. 200 psi Cellular 1.S.0. Twin Pack OPTIONAL
Lightweight Concrete Insulation Adhesive or CA SBS BUR Ply, CA SBS BUR Ply, CA SBS Cap,
) . BASEGARD, LG SBS Cap, -76.5
LC-A-6 - (MCRF 2 80 Ibf using ISO HD Twin Jet LG SBS BUR Ply, .
y ) HA SBS BUR Ply, HA SBS Cap, | (Lim.9)
Elevate 1.7-inch LWC Ribbons spaced or TA SBS Pl HA SBS BUR Ply, or TA SBS Ca
Base-Ply Fastener) 12-inch o.c. y or TA SBS Ply P
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System : Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LwiC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 200 psi Cellular 1.S.0. Twin Pack
Lightweight Concrete Insulation Adhesive or OPTIONAL }
LC-A-7 - (MCRF = 80 Ibf using ISO HD Twin Jet Ry o CAAPPPlyor | CAAPE Cop (LZH?'E’Q)
Elevate 1.7-inch LWC Ribbons spaced TA APP Ply P '
Base-Ply Fastener) 12-inch o.c.
OPTIONAL
OPTIONAL | Min. 300 psi Celcore 1.S.0. Stick or Twin Jet CABi';Eg:sDP'y' CASBSBURPY, | CASBS TP |
LC-A-8 SBS TA Vapor | MF with HS Rheology | DensDeck Prime Ribbons spaced ! LG SBS BUR Ply, P, .
Barrier Admixture 12-inch o.c. H'g‘rSTiSS%USRPIrIy‘ HA SBS BUR Ply, 0';'$§2§§éﬁ (Lim.9)
y or TA SBS Ply P
OPTIONAL Min. 300 psi Celcore I.S.0O. Stick or Twin Jet OPTIONAL
LC-A-9 SBS TA Vapor MF with HS Rheology DensDeck Prime Ribbons spaced ng;zgzggr CA APP Ply or o?'?AA:IEPng (L-i?'r?69)
Barrier Admixture 12-inch o.c. TA APP Ply P '
1.S.0. Twin Pack OPTIONAL
OPTIONAL Min. 300 psi Celcore Insulation Adhesive or CABigEgXRRDPIy’ CA SBS BUR Ply, (L:é ggg gzp’ 106
LC-A-10 SBS TA Vapor MF with HS Rheology ISO HD Twin Jet ] LG SBS BUR Ply, P, .
) . . HA SBS BUR Ply, HA SBS Cap, | (Lim.9)
Barrier Admixture Ribbons spaced or TA SBS Pl HA SBS BUR Ply, or TA SBS Ca
12-inch o.c. Y or TA SBS Ply P
1.S.0. Twin Pack
OPTIONAL Min. 300 psi Celcore Insulation Adhesive or OPTIONAL
LC-A-11 | SBSTAVapor | MF with HS Rheology ISO HD Twin Jet C&’gi’;iggr CA APP Ply or O?TAAA/fﬁpcgg (L'#T?%)
Barrier Admixture Ribbons spaced TA APP Ply P '
12-inch o.c.
OPTIONAL
OPTIONAL Min. 400 psi Celcore Insulation Adhesive llI %ﬁgggfﬁg ZIX CA SBS BUR Ply, éﬁ ggg gzp’ 1275
LC-A-12 SBS TA Vapor MF with HS Rheology SECUROCK Ribbons spaced ! LG SBS BUR Ply, P, o
: - B SBS BUR Ply, or HA SBS Cap, (Lim. 9)
Barrier Admixture 12-inch o.c. TA SBS P HA SBS BUR Ply, or TA SBS Ca
Y or TA SBS Ply P
OPTIONAL Min. 400 psi Celcore Insulation Adhesive I OPTIONAL )
LC-A-13 SBS TA Vapor MF with HS Rheology SECUROCK Ribbons spaced Cé:é';g:ggr CA APP Ply or o(r:'?\AAAPIEPng (L:%r2n7g)
Barrier Admixture 12-inch o.c. TA APP Ply P '
Min. 1-inch I1SO or 1.S.0. Twin Pack
Min. 350 psi Celcore ISO CG, Min. 2- Insulation Adhesive, OPTIONAL )
LC-A-14 - MF with HS Rheology | inchISOHS-C, | 1.5.0. Stick, or Twin Jet | 0/APP PV Or CAAPPPlyor | CAAPE Cap (Li§’59)
Admixture ISO HD,or Ribbons spaced TA APP Ply P '
DensDeck Prime 12-inch o.c.
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)

System : Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LwiC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
. - 1.S.0. Twin Pack
. . Min. 1.5-inch ISO - -
Min. 350 psi Celcore Insulation Adhesive or OPTIONAL
LC-A-15 : MF with HS Rheology or 150 CG 1.5.0. Stick or Twin Jet | CAAPP Ply or CAAPPPlyor | CAAPPCap | -135
- followed by ; BASEGARD orTAAPP Cap | (Lim.9)
Admixture Ribbons spaced TA APP Ply
ISO HD .
12-inch o.c.
. . 1.S.0. Twin Pack
. . Min. 1.5-inch ISO - .
Min. 350 psi Celcore Insulation Adhesive or OPTIONAL
LC-A-16 - MF with HS Rheology f%rn(f/\/?gdcg/ I.S.0O. Stick or Twin Jet ng;zgzggr CA APP Ply or o?'?AA:IEPngp (L-i%'r?sg)
Admixture DensDeck Prime Rlbbqns spaced TA APP Ply
12-inch o.c.
. . 1.S.0. Twin Pack OPTIONAL
Min. 350 psi Celcore 'Vl'g‘blé'gcruiioz‘_” Insulation Adhesive or | x cac sUR Py | CA SBS BUR Py, éﬁ 232 gzp' 140
LC-A-17 - MF with HS Rheology | . ' . I.S.0O. Stick or Twin Jet y LG SBS BUR Ply, P, .
- inch ISO HS-C, or ; or BASEGARD HA SBS Cap, (Lim. 9)
Admixture 1SO HD Ribbons spaced HA SBS BUR Ply, or TA SBS Ca.
12-inch o.c. or TA SBS Ply P
. . 1.S.0. Twin Pack OPTIONAL
Min. 350 psi Celcore Mln(.)rjl.l.ggggso Insulation Adhesive or CA SBS BUR Pl CA SBS BUR Ply, Ic‘:i 232 gzp’ -140
LC-A-18 - MF with HS Rheology followed b 1.S.0. Stick or Twin Jet  BASEG ARDV LG SBSBURPl, | 1\ ope Cap* (Lim. 9)
Admixture 1SO HD Y Ribbons spaced HA SBS BUR Ply, or TA SBS C% '
12-inch o.c. or TA SBS Ply P
. . 1.S.0. Twin Pack OPTIONAL
Min. 350 psi Celcore M'”é rll.g-longgso Insulation Adhesive or | 1 coc aUr pry. | CA SBS BUR Py, (L:‘/i 222 gzp' 140
LC-A-19 - MF with HS Rheology I.S.0. Stick or Twin Jet Y | LG sBS BUR Ply, P, )
- followed by ; or TA SBS Ply HA SBS Cap, (Lim. 9)
Admixture DensDeck Prime Ribbons spaced HA SBS BUR Ply, or TA SBS Ca
12-inch o.c. or TA SBS Ply P
SBS Poly Base OPTIONAL
1.S.0. Stick or Twin Jet adhered with CA SBS Ply, (L:é ggg ggp, aas
LC-A-20 - Min. 300 psi Elastizell DensDeck Prime Ribbons spaced Elevate Multi- LG SBS Ply, HA SBS Cap7 (Lim '9)
12-inch o.c. Purpose MB Cold HA SBS Ply, or TA SBS CF;, '
Adhesive or TA SBS Ply P
1.S.0. Twin Pack SBS Poly Base OPTIONAL
Insulation Adhesive or adhered with CA SBS Ply, (L:é ggg ggp, 1445
LC-A-21 - Min. 300 psi Elastizell ISO HD Twin Jet Elevate Multi- LG SBS Ply, HA SBS Cap, (Lim '9)
Ribbons spaced Purpose MB Cold HA SBS Ply, or TA SBS C‘; '
12-inch o.c. Adhesive or TA SBS Ply P
Min. 300 psi Celcore Insulation Adhesive I OPTIONAL (I‘:i ggg gzp’ 1725
LC-A-22 - MF with HS Rheology ISO HD Ribbons spaced BASEGARD HA SBS BUR Ply, HA SBS Cap’ (Lim '9)
Admixture 12-inch o.c. or TA SBS Ply or TA SBS C‘;’p '
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System : Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LwiC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 300 psi Celcore 1.S.0. Stick or Twin Jet OPTIONAL (":(; 222 gzp' 1775
LC-A-23 - MF with HS Rheology | DensDeck Prime Ribbons spaced BASEGARD HA SBS BUR Ply, HA SBS G P, S
i | ap, (Lim. 9)
Admixture 12-inch o.c. or TA SBS Ply
or TA SBS Cap
Min. 300 psi Celcore Insulation Adhesive llI OPTIONAL Ic‘:i 222 gzp’ 1775
LC-A-24 - MF with HS Rheology Min. 1-inch ISO Ribbons spaced BASEGARD HA SBS BUR Ply, HA P, S
- ¥ SBS Cap, (Lim. 9)
Admixture 12-inch o.c. or TA SBS Ply
or TA SBS Cap
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
) Min. 1-inch Insulation Adhesive OPTIONAL -187.5
LC-A-25 ) MF erdl;ititlsology ISO CG Ribbons spaced BASEGARD TA APP Ply TA APP Cap (Lim. 9)
12-inch o.c.
. . Min. 1-inch .
Min. 350 psi Celcore I.S.0. Stick )
LC-A-26 - MF with HS Rheology ISO CG, or Ribbons spaced BASEGARD OPTIONAL TA APP Cap 187.5
Admi Min. 2-inch B TA APP Ply (Lim. 9)
mixture ISO HD-C 12-inch o.c.
Min. 350 psi Celcore Mm(')rll'gg]ggso 1.S.0. Stick OPTIONAL 1875
LC-A-27 - MF with HS Rheology followed by Rlbbqns spaced BASEGARD TA APP Ply TA APP Cap (Lim. 9)
Admixture 12-inch o.c.
ISO HD
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
) Min. 1-inch Insulation Adhesive OPTIONAL -187.5
LC-A-28 ) MF WIX]dir_rgintE?:()logy ISO CG Ribbons spaced BASEGARD TA SBS Ply TA SBS Cap (Lim. 9)
12-inch o.c.
Min. 350 psi Celcore Min. 1.5-inch ISO 1.S.0. Twin Pack
i or ISO CG Insulation Adhesive OPTIONAL -187.5
LC-A-29 ) MF erdlr-ri]isxirsology followed by Ribbons spaced BASEGARD HA SBS Ply HA SBS Cap (Lim. 9)
DensDeck Prime 12-inch o.c.
. . Min. 1-inch ISO .
Min. 350 psi Celcore I.S.0. Stick OPTIONAL )
LC-A-30 . MF with HS Rheology |  ©F 15C 5 Of Ribbons spaced BASEGARD HA SBS Ply or | HASBS Cap or (L1i8m7'g)
Admixture 150 HD.C 12-inch o.c. TA SBS Ply P '
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System : Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LwiC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 350 psi Celcore Mmérll.g-gggso 1.S.0. Stick OPTIONAL HASBS Canor | 1875
LC-A-31 - MF with HS Rheology Ribbons spaced BASEGARD HA SBS Ply or P S
- followed by ; TA SBS Cap (Lim. 9)
Admixture 12-inch o.c. TA SBS Ply
ISO HD
. . Min. 1.5-inch ISO .
LC-A-32 - ME with Ho Rhevion or IS0 CG Ribhons spased BASEGARD OPTIONAL HA SBS Cay ~187.5
. 9y followed by ns sp HA SBS Ply P [ (wim.9)
Admixture . 12-inch o.c.
DensDeck Prime
Min. 350 psi Celcore Mlnbrliggglglso I.S.0. Stick OPTIONAL 1875
LC-A-33 - MF with HS Rheology Ribbons spaced TA APP Ply TA APP Cap S
Admixture followed by 12-inch 0.c TA APP Ply (Lim. 9)
DensDeck Prime "
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
; Min. 2-inch Insulation Adhesive OPTIONAL -187.5
LC-A-34 - MF with HS Rheology ISO HD-C Ribbons spaced BASEGARD HA SBS Ply HA SBS Cap (Lim. 9)
Admixture ;
12-inch o.c.
Min. 350 psi Celcore Min. 1.5-inch ISO 1.S.0. Twin Pack
- or ISO CG Insulation Adhesive OPTIONAL -187.5
LC-A-35 - MPwith HS Rheology followed by Ribbons spaced BASEGARD HA SBS Ply HASBSCap | (i g)
ISO HD 12-inch o.c.
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
) Min. 1-inch Insulation Adhesive OPTIONAL -202.5
LC-A-36 - MF with H_S Rheology 1SO CG Ribbons spaced BASEGARD HA SBS Ply HA SBS Cap (Lim. 9)
Admixture ]
12-inch o.c.
. . 1.S.0. Twin Pack
Min. 350 psi Celcore : :
h . . Insulation Adhesive OPTIONAL -210
LC-A-37 - MF with HS Rheology Min. 1-inch ISO Ribbons spaced BASEGARD TA SBS Ply TA SBS Cap (Lim. 9)
Admixture .
12-inch o.c.
. . 1.S.0. Twin Pack
Min. 350 psi Celcore : .
h . . Insulation Adhesive OPTIONAL -217.5
LC-A-38 - MF with H_S Rheology Min. 1-inch ISO Ribbons spaced BASEGARD HA SBS Ply HA SBS Cap (Lim. 9)
Admixture 12-inch o.c
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
( RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
System : Insulation/ Insulation/Cover Board MDP
No. Vapor Barrier LwiC Cover Board Attachment Base Ply Ply Sheet Cap Sheet (psf)
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
) Min. 2-inch Insulation Adhesive OPTIONAL -217.5
LC-A-39 - MF W'Lh S E?jo'ogy ISO HD-C Ribbons spaced BASEGARD TA SBS Ply TASBS Cap | i g)
12-inch o.c.
Min. 350 psi Celcore Min. 1.5-inch ISO 1.S.0. Twin Pack
i, or ISO CG Insulation Adhesive OPTIONAL -217.5
LC-A-40 ) MF W"T d;'ﬂSxtE I;eeology followed by Ribbons spaced BASEGARD TA SBS Ply TA SBS Cap (Lim. 9)
ISO HD 12-inch o.c.
. . 1.S.0. Twin Pack
Min. 350 psi Celcore . . : .
. Min. 2-inch Insulation Adhesive OPTIONAL -217.5
LC-A-41 - MF wilh S Rheology ISO HD-C Ribbons spaced BASEGARD TA APP Ply TAAPP Cap | )
12-inch o.c.
. . Min. 1.5-inch ISO 1.S.0. Twin Pack
Min. 350 psi Celcore . -
; or ISO CG Insulation Adhesive OPTIONAL -217.5
LC-A-42 ) MF WIEdZintFL{J?eGOIOQy followed by Ribbons spaced BASEGARD TA APP Ply TAAPP Cap (Lim. 9)
ISO HD 12-inch o.c.
Min. 350 psi Celcore Min. 1.5-inch ISO 1.S.0. Twin Pack
- or ISO CG Insulation Adhesive OPTIONAL -217.5
LC-A-43 - MPwith HS Rheology followed by Ribbons spaced TA APP Ply TA APP Ply TAAPPCap | g
DensDeck Prime 12-inch o.c.
OPTIONAL
OPTIONAL Min. 400 psi Celcore Insulation Adhesive Il %ﬁgggfﬁg ZIX CA SBS BUR Ply, (L:i ggg gzp’ 2295
LC-A-44 SBS TA Vapor MF with HS Rheology SECUROCK Ribbons spaced ! LG SBS Ply, P, e
: - B SBS BUR Ply, or HA SBS Cap, (Lim. 9)
Barrier Admixture 12-inch o.c. TA SBS P HA SBS BUR Ply, or TA SBS Ca
Y or TA SBS Ply P
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]
[INSTALLATION]; [NOMENCLATURE]

APPENDIX B

Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Concrete Deck (Existing)

Syngem LwiC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
MA Base secured
Mearlcrete, with 1.8-inch Two- Min. 1-inch Taoz;lz-eldoll\é%l_or
Celcore, or Piece Impact Nail ISO or ISO CG Ta F:ered ISO CG OPTIONAL CA SBS Ca -45
Leamy | Celcore MF | installed 7-inch o.c. in installed with e lled vith BASEGARD or | CASBSBURPl, | \xcpe oo | Lim.7;
with HS the 4-inch wide laps, Insulation Adhesive . . CA SBS BUR Ply HA SBS BUR Ply, P Non-
: . L Insulation Adhesive or TA SBS Cap
Rheology 7-inch o.c. in two (2) applied in ribbons S or TA SBS Ply HVHZ)
- ; . applied in ribbons
Admixture staggered rows in the spaced 12-inch o.c. d 12-inch
field spaced 12-inch o.c.
MA Base secured
Mearlcrete, with 1.8-inch Two- Min. 1-inch Taoz;relc(j)ll\é%l_or
Celcore, or Piece Impact Nail ISO or ISO CG Ta l?ared 1SO CG OPTIONAL -45
Celcore MF installed 7-inch o.c. in installed with P . BASEGARD or CAAPPPlyor | (Lim.7
LC-AM-2 : ; ) . . installed with CA APP Ply or
with HS the 4-inch wide laps, Insulation Adhesive ) . CA APP Ply TA APP Cap Non-
- . g Insulation Adhesive TA APP Ply
Rheology 7-inch o.c. in two (2) applied in ribbons g HVHZ)
Admixture staggered rows in the spaced 12-inch o.c applied in _nbbons
field e spaced 12-inch o.c.
Min. 1-inch
ISO or ISO CG
installed with
Insulation Adhesive
MA Base secured applied in ribbons
Mearlcrete, with 1.8-inch Two- spaced 12-inch o.c. DensDeck Prime
Celcore, or Piece Impact Nail installed with OPTIONAL CA SBS Ca -45
LC-AM-3 Celcore MF installed 7-inch o.c. in Followed by Insulation Adhesive BASEGARD or CA SBS BUR Ply, HA SBS Cap, (Lim. 7;
with HS the 4-inch wide laps, aoplied in ribbons CA SBS BUR Ply HA SBS BUR Ply, or TA SBS C% Non-
Rheology 7-inch o.c. in two (2) OPTIONAL s g‘éed 12-inch o.c or TA SBS Ply P HVHZ)
Admixture staggered rows in the Tapered ISO or P o
field Tapered ISO CG
installed with
Insulation Adhesive
applied in ribbons
spaced 12-inch o.c.
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This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
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CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

APPENDIX B

Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Concrete Deck (Existing)

Syngem LwiC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet IE/pI)ZfF))
Min. 1-inch
ISO or ISO CG
installed with
Insulation Adhesive
MA Base secured applied in ribbons
Mearlcrete, with 1.8-inch Two- spaced 12-inch o.c.
Cellcore, or Pie”cedlmpa(;‘t Nail | ib ISO TD instetljlﬁd with OPTIONAL ( -45
Celcore MF installed 7-inch o.c. in Followe Insulation Adhesive Lim. 7;
LC-AM-4 with HS the 4-inch wide laps, Y applied in ribbons CASBSBURPly | CASBSBURPly CA SBS Cap Non-
Rheology 7-inch o.c. in two (2) OPTIONAL spaced 12-inch o.c. HVHZ)
Admixture staggered rows in the Tapered ISO or
field Tapered ISO CG
installed with
Insulation Adhesive
applied in ribbons
spaced 12-inch o.c.
Min. 1-inch
ISO or ISO CG
installed with
Insulation Adhesive
MA Base secured applied in ribbons
Mearlcrete, with 1.8-inch Two- spaced 12-inch o.c.
Celcore, or Piece Impact Nail ISO HD installed with -45
Celcore MF installed 7-inch o.c. in Followed b Insulation Adhesive OPTIONAL Lim. 7,
LC-AM-S with HS the 4-inch wide laps, g applied in ribbons CA APP Ply CA APP Ply CA APP Ply ( Non-
Rheology 7-inch o.c. in two (2) OPTIONAL spaced 12-inch o.c. HVHZ)
Admixture staggered rows in the Tapered ISO or
field Tapered ISO CG
installed with
Insulation Adhesive
applied in ribbons
spaced 12-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Concrete Deck (Existing)
Syngem LwiC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet IEﬂ)ZfF))
Min. 1-inch
ISO or ISO CG
installed with
Insulation Adhesive
MA Base secured applied in ribbons
Mearlcrete, with 1.8-inch Two- spaced 12-inch o.c. .
) i DensDeck Prime
Celcore, or Piece Impact Nail installed with OPTIONAL -45
Celcore MF installed 7-inch o.c. in Followed by . . BASEGARD or CA APP Ply or (Lim. 7;
LC-AM-6 : ; . Insulation Adhesive CA APP Ply or
with HS the 4-inch wide laps, applied in ribbons CA APP Ply TA APP PI TA APP Cap Non-
Rheology 7-inch o.c. in two (2) OPTIONAL s g‘():ed 12-inch o.c y HVHZ)
Admixture staggered rows in the Tapered ISO or P o
field Tapered ISO CG
installed with
Insulation Adhesive
applied in ribbons
spaced 12-inch o.c.
Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
Syl\sléem LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet '2:')25
. BASEGARD, R
Min. 300 psi Celcore . l.7-|nch Lwe Ba_se-PIy Fastener LG SBS BUR Ply, LG SBS Cap, .37'5 )
. installed 9-inch o.c. in the 3.4-inch wide CA SBS Cap, (Lim. 7;
LC-M-1 MF with HS Rheology SBS PolyBase ide | inch . o I CA SBS BUR Ply, HA SB N
Admixture side apj* 9-inc O'Z' in two ( r)1 e?.“% y HA SBS BUR Ply, or TAS g‘ Cap, or Ry
spaced, staggered rows in the fie TA SBS Ply SBS Cap )
SBS Torch, SBS Torch
UltraWhite, SBS FR Torch,
1.8-inch Twin Loc-Nails and Straight Line OPTIONAL ggg ﬁi;?&ﬁ?#ﬁgwgg% 45
LC-M-2 Min. 350 psi Elastizell SBS Poly Torch Base Batten Bars secured 6-inch o.c. within the SBS Poly Torch Base - y .
; . . Premium Torch, SBS (Lim. 7)
torch adhered, 4-inch wide side laps Torch adhered ;
Premium FR Torch or SBS
Premium FR Torch
UltraWhite torch adhered
1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
. . . installed 7-inch o.c. in the laps, 7-inch CA SBS BUR Ply, CA SBS Cap, -45
LC-M-3 Min. 300 psi Mearlcrete MA Base 0.c. in two (2) equally spaced, staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim.7)
rows in the field TA SBS Ply TA SBS Cap
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
Syngem LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet IE/pI)ZfF))
1.7-inch LWC Base-Ply Fastener HA SBS Cap, 45
LC-M-4 Min. 300 psi Elastizell SBS Base Sheet installed 9-inch o.c. in the laps, 9-inch BASEGARD TA SBS Cap or (wim. 7)
0.c. in two (2) staggered rows in the field TA APP Cap '
BASEGARD,
Min. 380 psi Celcore 1.8-inch Two-Piece Impact Nail installed LG SBS BUR Ply, I(_:i ggg g:p, 525
LC-M-5 | MF with HS Rheology SBS Base Sheet 8-inch o.c. in the laps, 8-inch o.c. in two CA SBS BUR Ply, HA HA P, h—
- . ) SBS Cap, or (Lim. 7)
Admixture (2) staggered rows in the field SBS BUR Ply, or TA SBS Ca.
TA SBS Ply p
. . 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
LC-M-6 I[\f“?\tv%/g? EtSIC(c:)ﬁI(I:l:Ieatl; MA Base installed 7-inch o.c. in the laps, 7-inch CA SBS BUR Ply, CA SBS Cap, -60
%MCR|9> 176 Ibf) o0.c. in two (2) equally spaced, staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
- rows in the field TA SBS Ply TA SBS Cap
. . 1.7-inch LWC Base-Ply Fastener
Min. 200 psi Cellular . . . -
. ) installed 7-inch o.c. in the laps, 7-inch HA SBS Cap, or -60
LC-M-7 Lightweight Concrete MA Base o.c. in two (2) equally spaced, staggered BASEGARD TA SBS Cap (Lim. 7)
(MCRF 2 176 Ibf) ) i
rows in the field
Min. 300 psi Celcore 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
LC-M-8 ME With HpS Rheolo MA Base installed 7-inch o.c. in the laps, 7-inch CA SBS BUR Ply, CA SBS Cap, -60
Admixture 9y o.c. in two (2) equally spaced, staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
rows in the field TA SBS Ply TA SBS Cap
. . 1.7-inch LWC Base-Ply Fastener
Min. 300 psi Celcore : ; ; ; i
LC-M-8 MF with HS Rheology MA Base ms;alled 7-inch o.c. in the laps, 7-inch BASEGARD HA SBS Cap, or _60
: o.c. in two (2) equally spaced, staggered TA SBS Cap (Lim. 7
Admixture ) :
rows in the field
Min. 380 psi Celcore 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
h . h . ; CA SBS BUR Ply, CA SBS Cap, -60
LC-M-9 MF with HS Rheology MA Base installed 8-inch o.c. in the laps, 8-inch .
Admixture 0.c. in two (2) staggered rows in the field HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
e TA SBS Ply TA SBS Cap
Min. 380 psi Celcore 1.7-inch LWC Base-Ply Fastener )
LC-M-10 | MF with HS Rheology MA Base installed 8-inch o.c. in the laps, 8-inch BASEGARD g Asgggg‘;' or (Lif]o 7
Admixture 0.c. in two (2) staggered rows in the field p )
Channel Venting Base,
Min. 360 psi Celcore SBS Base, SBS Glass 1.8-inch Two-Piece Impact Nail installed BASEGARD, LG SBS Cap,
) Torch Base, SBS - . . - LG SBS BUR Ply, CA SBS Cap, -67.5
LC-M-11 MF with HS Rheology Gl h 7-inch o.c. in the laps, 7-inch o.c. in two SBS P SBS C Lim. 7
Admixture ass Torch Base 1.5 (2) staggered rows in the field HA SBS Ply, or HA SBS Cap, or (Lim. 7)
or SBS PolyTorch TA SBS Ply TA SBS Cap
Base
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C

REEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Concrete Deck (New or Existing)
Syngem LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet IEﬂ)ZfF))
Channel Venting Base,
. . SBS Base, SBS Glass . . .
Min. _360 psi Celcore Torch Base, SBS 1.8_-|nch TWp-Plece Impa(_:t Nail |n_sta||ed BASEGARD or 675
LC-M-12 MF with HS Rheology 7-inch o.c. in the laps, 7-inch o.c. in two TA APP Cap h
Admixture Glass Torch Base 1.5 (2) staggered rows in the field TA APP Ply (Lim. 7)
or SBS PolyTorch
Base
Min. 300 psi Celcore 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
; ) ; > . CA SBS BUR Ply, CA SBS Cap, -75
LC-M-13 MF with HS Rheology MA Base installed 7-inch o.c. in the laps, 7-inch .
Admixture 0.c. in two (2) staggered rows in the field HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
a TA SBS Ply TA SBS Cap
Min. 300 psi Celcore 1.7-inch LWC Base-Ply Fastener }
LC-M-14 | MF with HS Rheology MA Base II installed 7-inch o.c. in the laps, 7-inch BASEGARD A S3S e, of -75
- h - ; SBS Cap (Lim. 7)
Admixture o.c. in two (2) staggered rows in the field
Adhered Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck Insulation/ Insulation/Cover MDP
No. Detail Hile Cover Board Board Attachment (A Ay Sinest Cerp Else! (psf)
OPTIONAL
) . CA SBS BUR Ply, CA SBS Cap,
G33, FL, | Min. 300 psi Celcore MF with HS . 1.S.0. Stick or Twin BASEGARD, CASBSBURPl, | '~ sgs Cap, 45
LS-A-1 DensDeck Prime | Jet; Ribbons spaced LG SBS BUR Ply, .
L6 Rheology 12-inch o.c HA SBS BUR Ply, HA SBS BUR Ply HA SBS Cap, (Lim. 9)
or TA SBS Ply or TA SBS Ply or TA SBS Cap
. . ) I.S.0. Stick or Twin OPTIONAL
G33, F1, | Min. 300 psi Celcore MF with HS . Tl CA APP Ply or CA APP Cap or -45
LS-A-2 DensDeck Prime | Jet; Ribbons spaced CA APP Ply or .
L6 Rheology 12-inch o.c. BASEGARD TA APP Ply TA APP Cap (Lim. 9)
insition Adhesive | CASBSBURPY. | ¢, SECGiRy | cASES Cap,
G33, F1, | Min. 300 psi Celcore MF with HS . BASEGARD, ! LG SBS Cap, -45
LS-A-3 ISO HD or Twin Jet LG SBS BUR Ply, .
L6 Rheology . HA SBS BUR Ply, HA SBS Cap, (Lim. 9)
Ribbons spaced 12- or TA SBS Pl HA SBS BUR Ply, or TA SBS Ca.
inch o.c. Y or TA SBS Ply P
1.S.0. Twin Pack
Lsaq | 33 FL | Min. 300 psi Celcore MF with HS SO HD '”s“'c‘;"r“;’\’,‘viﬁd;:fs“’e CA APP Ply or CS'ZTP'S';‘@LW CA APP Cap or 45
L6 Rheology Ribbons spaced 12- BASEGARD TA APP Ply TA APP Cap (Lim. 9)
inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Adhered Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck Insulation/ Insulation/Cover MDP
No. Detail Sl Cover Board Board Attachment RS (R A SIest CaplSyes. (psf)
OPTIONAL
1.5.0. Stick or Twin | CASBSBURPlY., | ~rspspurply, | CA SBSCap,
G33, F1, . . . . ; BASEGARD, LG SBS Cap, -67.5
LS-A-5 Min. 300 psi Elastizell DensDeck Prime | Jet Ribbons spaced LG SBS BUR Ply, )
L5 . HA SBS BUR Ply, HA SBS Cap, (Lim. 9)
12-inch o.c. or TA SBS Pl HASBSBURPlY, | 1a'sBS Ca
Y or TA SBS Ply p
I.S.0. Stick or Twin OPTIONAL
LS-A-6 G3i,5F1, Min. 300 psi Elastizell DensDeck Prime | Jet Ribbons spaced Cé:’g';%iggr CA APP Ply or C¢AA§PPPC22 or (I_-i6nz.59)
12-inch o.c. TA APP Ply p :
I.S.O: Twin Pac_k CA SBS BUR Ply, OPTIONAL CA SBS Cap,
Insulation Adhesive CA SBS BUR Ply,
G33, F1, . . . ; BASEGARD, LG SBS Cap, -67.5
LS-A-7 Min. 300 psi Elastizell ISO HD or Twin Jet LG SBS BUR Ply, .
L5 Ribbons spaced 12- | TASBS BURPlY, | 1 SBS BUR Ply HA SBS Cap, | (Lim.9)
inch o.c. or TA SBS Ply or TA SBS Ply or TA SBS Cap
1.S.0. Twin Pack
Insulation Adhesive OPTIONAL
LS-A-8 G3i,5F1, Min. 300 psi Elastizell ISO HD or Twin Jet Cé:’g';%iggr CA APP Ply or C¢AA§PPPC22 or (I_-i6nz.59)
Ribbons spaced 12- TA APP Ply p ’
inch o.c.
Min. 300 psi Celcore MF with HS OPTIONAL
Ls-a9 | G333 FL Rheggﬁgr?e(:?g(ggrfn?jggnmty DensDeck Prime Jlé?'loR.ibSbttiJansosr Tavggj CABigEgXRRDP’Iy’ Eé ggg ELLJJIF?2 glly Eé ggg (C;:g 90
L6 Fastening Plates through- g, P HA SBS BUR Ply, Y HA SBS Cap, (Lim. 9)
12-inch o.c. HA SBS BUR Ply,
fastened to Steel Deck at a rate or TA SBS Ply or TA SBS Cap
2 or TA SBS Ply
of one per 2 ft
Min. 300 psi Celcore MF with HS
Rheology Admixture Heavy Duty . )
Ls-A-10 | G33 FL Fasteners and Insulation DensDeck Prime Ilsjoe't-sthcilgt?c:nzwm CA APP Ply or C,CA)ZEI?II\DLIALor CA APP Cap or -90
L6 Fastening Plates through- ’ . BASEGARD Y TA APP Cap (Lim. 9)
spaced 12-inch o.c. TA APP Ply
fastened to Steel Deck at a rate
of one per 2 ft?
Min. 300 psi Celcore MF with HS .
Rheology Pre-Assembled 1.S.0. Twin Pac_k CA SBS BUR Ply, OPTIONAL CA SBS Cap,
Insulation Adhesive CA SBS BUR Ply, 90
LS-A-11 G33, F1, Heavy l_)uty Fasteners and ISO HD or Twin Jet: BASEGARD, LG SBS BUR Ply LG SBS Cap, -
L6 Insulation Plates through- . ' HA SBS BUR Ply, ' HA SBS Cap, (Lim. 9)
Ribbons spaced 12- HA SBS BUR Ply,
fastened to Steel Deck at a rate inch or TA SBS Ply SBS P or TA SBS Cap
of one per 2 ft2 inch o.c. or TA SBS Ply
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Adhered Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck Insulation/ Insulation/Cover MDP
No. Detail Sl Cover Board Board Attachment RS (R A SIest CaplSyes. (psf)
Min. 300 psi Celcore MF with HS 1.S.0. Twin Pack
Rheology Pre-Assembled Insulation Adhesive OPTIONAL
G33, F1, Heavy Duty Fasteners and . . CA APP Ply or CA APP Cap or -90
LS-A-12 - ISO HD or Twin Jet; CA APP Ply or .
L6 Insulation Plates through- . BASEGARD TA APP Cap (Lim. 9)
Ribbons spaced 12- TA APP Ply
fastened to Steel Deck at a rate ;
2 inch o.c.
of one per 2 ft
Min. 300 psi Elastizell Pre- OPTIONAL
G33 F1 Assembled Heavy Duty I.S.0O. Stick or Twin CABigéngRDply' CA SBS BUR Ply, Eé‘ ggg g:p, 135
LS-A-13 o Fasteners and Insulation Plates | DensDeck Prime | Jet; Ribbons spaced ! LG SBS BUR Ply, P, .
L6 : HA SBS BUR Ply, HA SBS Cap, (Lim. 9)
through-fastened to Steel Deck 12-inch o.c. or TA SBS PI HA SBS BUR Ply, or TA SBS Ca
at a rate of one per 2 ft? Y or TA SBS Ply P
Min. 300 psi Elastizell Pre- 1.S.0. Twin Pack OPTIONAL
Assembled Heavy Duty Insulation Adhesive CA SBS BUR Ply, CA SBS BUR Ply, CA SBS Cap,
G33, F1, . : i BASEGARD, LG SBS Cap, -135
LS-A-14 L6 Fasteners and Insulation Plates ISO HD or Twin Jet; HA SBS BUR PI LG SBS BUR Ply, HA SBS Ca (Lim. 9)
through-fastened to Steel Deck Ribbons spaced 12- or TA SBS PI Y, HA SBS BUR Ply, or TA SBS Cg’ ’
at a rate of one per 2 ft® inch o.c. Y or TA SBS Ply P
Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Steel Deck (Existing)
System Deck LwiC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet MDP
No. Detail (psf)
. . . OPTIONAL
Mearlcrete, Mfgfﬁ‘f;?f;g_’g?e‘é"gh oo Ilé'gcge Tapered ISO or OPTIONAL
Celcore, or . P - . Tapered ISO CG BASEGARD CA SBS BUR CA SBS Cap, -45
Celcore MF | 'MPact Nail installed 7- installed with installed with or Ply HA SBS Cap. | (Lim. 7;
LS-AM-1 | G33 with HS inch o.c. in the 4-inch Insulation Insulation CASBSBUR | HASBSBUR | orTAsBS Non-
wide laps, 7-inch o.c. in Adhesive applied ; .
Rheology L Adhesive applied Ply Ply, Cap HVHZ)
: two (2) staggered rows in ribbons spaced i
Admixture g ) : in ribbons spaced or TA SBS Ply
in the field 12-inch o.c. -
12-inch o.c.
. . . OPTIONAL
MA Base secured with Min. 1-inch
Mearlcrete, 1.8-inch Two-Piece ISO or ISO CG Tapered ISO or
Celcore, or s : . Tapered ISO CG -45
Impact Nail installed 7- installed with . . BASEGARD OPTIONAL . .
Celcore MF . . : . installed with CAAPPPlyor | (Lim.7;
LS-AM-2 G33 with HS inch o.c. in the 4-inch Insulation Insulation or CA APP Ply or TA APP Cap Non-
Rheology wide laps, 7-inch o.c. in Adheswe applied Adhesive applied CA APP Ply TA APP Ply HVHZ)
: two (2) staggered rows in ribbons spaced M
Admixture / ) : in ribbons spaced
in the field 12-inch o.c. :
12-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Steel Deck (Existing)
System Deck . MDP
No. Detal LWIC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet (psf)
Min. 1-inch
ISO or ISO CG
installed with
Insulation
Adhesive applied
. in ribbons spaced
Mearlcrete, Mfséﬁii?evigfg?e\glgh 12-inch o.c. DensDeck Prime OPTIONAL
Celcore, or Imﬁact Nail installed 7- installed with BASEGARD CA SBS BUR CA SBS Cap, -45
CAML Celcore MF - . p Followed by Insulation or Ply, HA SBS Cap, (Lim. 7;
LS-AM-3 | G33 with HS mh 0.c. I the 4-Inch. Adhesive applied | CASBSBUR | HASBSBUR | or TA SBS Non-
Rheology two (Z)pst’a ered r.0\./vs OPTIONAL in ribbons spaced Ply Ply, Cap HVHZ)
Admixture in thg%ield Tapered ISO or 12-inch o.c. or TA SBS Ply
Tapered ISO CG
installed with
Insulation
Adhesive applied
in ribbons spaced
12-inch o.c.
Min. 1-inch
ISO or ISO CG
installed with
Insulation
Adhesive applied
. in ribbons spaced
Mearlcrete, MA Base secureq with 12-inch o.c. .
1.8-inch Two-Piece ISO HD installed
g:llggrrg Mg | Impact Nail installed 7- Followed b with Insulation CA SBS BUR COAPSTI;(;NBAULR (Li-rfrl15 7;
LS-AM-4 G33 with HS inch o.c. in the 4-inch y Adhesive applied Ply Ply CA SBS Cap Noﬁ- '
Rheology wide laps, 7-inch o.c. in OPTIONAL in rlbbpns spaced HVHZ)
: two (2) staggered rows 12-inch o.c.
Admixture in the field Tapered ISO or
Tapered ISO CG
installed with
Insulation
Adhesive applied
in ribbons spaced
12-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
C RE E K [APPROVED ASSEMBLlES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Steel Deck (Existing)
System Deck . MDP
No. Detail LwiC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet (psf)
Min. 1-inch
ISO or ISO CG
installed with
Insulation
Adhesive applied
Mearlcrete MA Base secured with " r!Lbe-ionncshsc? iced
' 1.8-inch Two-Piece e ISO HD installed
CeIIcore,N?IL Impact Nail installed 7- Eoll db with Insulation PTIONAL L'-45 7
LS-AM5 | G33 Celcore inch o.c. in the 4-inch ollowed by Adhesive applied | CA APP Ply OPTIO caapppyy | Eim-7
with HS wide laps, 7-inch o.c. in in ribbons spaced CA APP Ply Non-
Rheology two (2)pst’aggered r.0\./vs OPTIONAL 12-inch <§) c HVHZ)
Admixture in the field Tapered ISO or e
Tapered ISO CG
installed with
Insulation
Adhesive applied
in ribbons spaced
12-inch o.c.
Min. 1-inch
ISO or ISO CG
installed with
Insulation
Adhesive applied
. in ribbons spaced
Mearlcrete, MA B;—lse secureq with 12-inch o.c. DensDeck Prime
Celcore, or 1.8-inch Two-Piece installed with -45
lcore M | 'MPact Nail installed 7- Followed b Insulation BASEGARD OPTIONAL | ~a aApp Iy or | (Lim. 7;
LS-AM-6 G33 Ce co inch o.c. in the 4-inch y . . or CA APP Ply or y s
with HS wide laps, 7-inch o.c. in Adhesive applied - | ) App py TA APP PI TAAPP Cap | Non-
Rheology ps e OPTIONAL in ribbons spaced Y y HVHZ)
Admixture two (2). stagggred rows Tapered ISO or 12-inch o.c.
in the field
Tapered ISO CG
installed with
Insulation
Adhesive applied
in ribbons spaced
12-inch o.c.
Min. 2-inch
ISO installed with OPTIONAL
G33, . . HA SBS Cap
Min. 300 psi AP Fasteners and HA SBS BUR -60
LSAMT | B LwIC : Plates at a rate of - BASEGARD | pyorTases | TCAasBS (Lim. 9)
' 18 per 4 ft x 8 ft Ply
board
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Lightweight Concrete Assemblies with Adhered Membranes over Fastened Insulation or Anchor Sheet over Steel Deck (Existing)
System Deck . MDP
No. Detail LWIC Anchor Sheet Insulation Cover Board Base Ply Ply Sheet Cap Sheet (psf)
Min. 2-inch
ISO installed with
G33, Min. 300 psi AP Easteners and CA APP Ply OPTIONAL CA APP Cap 60
LS-AM-8 F1W, LWIC ) Plates at a rate of ) or CA APP Ply or or (Lim. 9)
L5, S12 BASEGARD TA APP Ply TA APP Cap ’
18 per 4 ft x 8 ft
board
. . OPTIONAL
Min. 2-inch
33 ISO installed with CA SPBS BUR | ca sBs cap,
CAML 4 Min. 300 psi ) AP Fasteners and ) CA SBS BUR ’ HA SBS Cap, -60
LS-AM-9 F1W, LWIC Plates at a rate of Ply BASEGARD, or TA SBS (Lim. 9)
L5, S12 18 per 4 ft x 8 ft HA SBS BUR Ca
P Ply, or TA SBS P
board
Ply
Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck MDP
No. Detail LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
Min. 300 psi Celcore MF ‘1.7-|nch LWC Base‘-PIy Faste_ner BASEGARD, LG SBS Cap, 375
. installed 9-inch o.c. in the 3.4-inch LG SBS BUR Ply, : .
G33, P, with HS Rheology ; - h . CA SBS Cap, (Lim. 7;
LS-M-1 . SBS PolyBase wide side laps and 9-inch o.c. in CA SBS BUR Ply,
L5, S18 Admixture over a deck two (2) equally spaced, staggered | HA SBS BUR Ply, or HA SBS Cap, or Non -
treated with Celcore S-1 rows in the field TA SBS Ply TA SBS Cap HVHZ)
SBS Torch, SBS Torch
UltrawWhite, SBS FR
Torch, SBS FR Torch
1.8-inch Twin Loc-Nails and OPTIONAL Pr;';gﬁ‘r’n"%‘jcﬁBssBs
G33, P, . . . Straight Line Batten Bars secured SBS Poly Torch . ’ -45
LS-M-2 Min. 350 psi Elastizell SBS Poly Torch Base . L Premium Torch .
L5, S12 6-inch o.c. within the torch Base . (Lim. 7)
adhered, 4-inch wide side laps Torch adhered UltraWhite, SBS
! Premium FR Torch or
SBS Premium FR
Torch UltraWhite torch
adhered
1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
ML G33, P, . . installed 7-inch o.c. in the laps, CA SBS BUR Ply, CA SBS Cap, -45
LS-M-3 L6 Min. 300 psi Mearlcrete MA Base 7-inch o.c. in two (2) staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim. 9)
rows in the field TA SBS Ply TA SBS Cap
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck MDP
No. Detail LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
1.7-inch LWC Base-Ply Fastener
] . . HA SBS Cap,
Lsma | G33P | min. 300 psi Elastizel SBS Base Sheet installed 9-inch o.¢. in the laps, BASEGARD TA SBS Cap or 45
L5, S12 9-inch o.c. in two (2) staggered (Lim. 7)
| 4 TA APP Cap
rows in the field
Min. 380 psi Celcore MF 1.8-inch Two-Piece Impact Nail LGBQSEI;GEDP’I LG SBS Cap,
LS-M-5 G33, P, with HS Rheology SBS Base Sheet installed 8-inch o.c. in the laps, CA SBS BUR PIy‘ CA SBS Cap, -52.5
L6, S18 Admixture over a deck 8-inch o.c. in two (2) staggered HA SBS BUR Plyy’0r HA SBS Cap, or (Lim. 7)
treated with Celcore S-1 rows in the field TA SBS Ply TA SBS Cap
Min. 380 psi Concrecel
installed above 1/2-inch 1.7-inch LWC Base-Ply Fastener
G33. P SECUROCK secured installed 7-inch o.c. in the 3-inch 525
LS-M-6 L6 524 with HD Fasteners & SBS PolyBase wide side laps and 7-inch o.c. in TA SBS Ply TA SBS Cap (Lim. 7
' Plates at a rate of 16 per two (2) equally spaced, staggered ’
4 ft x 8 ft board with SBS rows in the field
Torch, torch adhered
. . 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
LS-M-7 FC133’E>é Il_\l/“r;tv?lg? ESIC((:)?(I:?S; MA Base installed 7-inch o.c. in the laps, CA SBS BUR Ply, CA SBS Cap, -60
3‘12 ' %MCRI9> 176 Ibf) 7-inch o.c. in two (2) staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
- rows in the field TA SBS Ply TA SBS Cap
. . 1.7-inch LWC Base-Ply Fastener
G383, Min. 200 psi Cellular : . . )
Ls-M8 | F1,15 | Lightweight Concrete MA Base Il '”.Sta'r']ed 7-inch o.c. in the 'apsd BASEGARD HA SBS Cap, or L 60 .
S12 (MCRF = 176 Ibf) 7-inch o.c. in two (2)_ staggere TA SBS Cap (Lim.7)
rows in the field
. . 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
LS-M-9 FCJ?SE’S va'vgg?_'%s:?izloﬁgre MF MA Base installed 7-inch o.c. in the laps, CA SBS BUR Ply, CA SBS Cap, -60
S’lz ' Admixture 9y 7-inch o.c. in two (2) staggered HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
rows in the field TA SBS Ply TA SBS Cap
. . 1.7-inch LWC Base-Ply Fastener
G33 Min. 300 psi Celcore MF : . .
v ’ ; installed 7-inch o.c. in the laps, HA SBS Cap, or -60
LS-M-10 Fé’lLZB’ Wlth&iﬁﬁuerc;logy MA Base Il 7-inch o.c. in two (2) staggered BASEGARD TA SBS Cap (Lim. 7)
rows in the field
Min. 380 psi Celcore MF 1.7-inch LWC Base-Ply Fastener LG SBS BUR Ply, LG SBS Cap,
LS-M-11 G33, P, with HS Rheology MA Base installed 8-inch o.c. in the laps, 8- CA SBS BUR Ply, CA SBS Cap, -60
L6, S18 Admixture over a deck inch o.c. in two (2) staggered rows | HA SBS BUR Ply, or HA SBS Cap, or (Lim. 7)
treated with Celcore S-1 in the field TA SBS Ply TA SBS Cap
Min. 380 psi Celcore MF 1.7-inch LWC Base-Ply Fastener
M G33, P, with HS Rheology installed 8-inch o.c. in the laps, 8- HA SBS Cap, or -60
LS-M-12 L6, S18 Admixture over a deck MA Base Il inch o.c. in two (2) staggered rows BASEGARD TA SBS Cap (Lim. 7)
treated with Celcore S-1 in the field
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CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

APP & SBS Modified Roofing Systems

APPENDIX B
Mechanically Fastened Lightweight Concrete Assemblies over Steel Deck (New or Existing)
System Deck MDP
No. Detail LwiC Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
Min. 360 psi Celcore MF %gas"gis\éegtgg 23se: | 1.8-inch Two-Piece Impact Nai BASEGARD, LG SBS Cap,
LS-M-13 G33, P, with HS Rheology Torch Basé SBS Glass installed 7-inch o.c. in the laps, 7- LG SBS BUR Ply, CA SBS Cap, -67.5
L6, S18 Admixture over a deck Torch Base‘ 15 or SBS inch o.c. in two (2) staggered rows HA SBS Ply, or HA SBS Cap, or (Lim. 7)
treated with Celcore S-1 ' in the field TA SBS Ply TA SBS Cap
PolyTorch Base
Min. 360 psi Celcore MF C;ré?rétzls\éegtgsg gl?s% 1.8-inch Two-Piece Impact Nail
G33, P, with HS Rheology ! installed 7-inch o.c. in the laps, 7- BASEGARD, -67.5
LS-M-14 . Torch Base, SBS Glass . . TA APP Cap :
L6, S18 Admixture over a deck Torch Base 1.5 or SBS inch o.c. in two (2) staggered rows TA APP Ply (Lim. 7)
treated with Celcore S-1 ' in the field
PolyTorch Base
Min. 300 psi Celcore MF 1.7-inch LWC Base-Ply Fastener éﬁ ggg Eld'; E'Iy' LG SBS Cap,
LS-M-15 G33, P, with HS Rheology MA Base installed 7-inch o.c. in the laps, 7- HA SBS BUR PIy' CA SBS Cap, -75
L6, S18 Admixture over a deck inch o.c. in two (2) staggered rows or Y HA SBS Cap, or (Lim. 7)
treated with Celcore S-1 in the field TA SBS Ply TA SBS Cap
Min. 300 psi Celcore MF 1.7-inch LWC Base-Ply Fastener
v G33, P, with HS Rheology installed 7-inch o.c. in the laps, 7- HA SBS Cap, or -75
LS-M-16 L6, S18 Admixture over a deck MA Base Il inch o.c. in two (2) staggered rows BASEGARD TA SBS Cap (Lim. 7)
treated with Celcore S-1 in the field
Recover Assemblies with All Layers Adhered
Syngem Existing Roof Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'E/Flgg
SBS granule primed 4825
R-A-1 with ASTM D 41 - ; . - HA SBS Cap (Lim. 9;
primer over HVHZ)
Concrete Deck
SBS granule primed (Ldfnzg
R-A-2 with ASTM D 41 - - - - HA SBS Cap NOI:I- ’
primer HVHZ)
SBS granule primed 492 5
RA3 | WIASTMD41 . . . : TA SBS Cap (Lim. 9;
primer over HVHZ)
Concrete Deck
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with All Layers Adhered
Syngem Existing Roof Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
SBS granule primed (-Ldl'%zg
R-A-4 with ASTM D 41 - - - - TA SBS Cap Non-
primer HVHZ)
Recover Assemblies with Adhered Membranes over Fastened Insulation
Syl\sl;[)em Deck Detail Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'ng
Steel Deck AP Fasteners & Plates for Steel Deck or 8 AP;:;)SNQL LG SBS Cap,
R-AM-1 (G33, F1, L6, S24) ISO HD CD Fasteners & Plates or CA SBS BUR Ply or LG SBS Ply7 CA SBS Cap, -52.5
or C(’)ncr’ete ’Deck HD Fasteners & Plates for Concrete BASEGARD HA SBS BURyI’DIy HA SBS Cap, or (Lim. 7)
Deck at 24 per 4 ft x 8 ft board or TA SBS Ply TA SBS Cap
AP Fasteners & Plates for Steel Deck or
Steel Deck OPTIONAL
CD Fasteners & Plates or CA APP Cap or -52.5
R-AM-2 (c(JBrsgérI:clr‘elt_gDSei‘Il() ISO HD HD Fasteners & Plates for Concrete CA APP Ply CTA"AAAPPZ@;W TA APP Cap (Lim. 7)
Deck at 24 per 4 ft x 8 ft board p
AP Fasteners & Plates for Steel Deck or
R-AM-3 (G3§tesl Egds(m) Min. 0.5-inch CD Fasteners & Plates or CA APP Ply or CZ)PA-II—DISE'IALor CA APP Cap or -60
o SECUROCK HD Fasteners & Plates for Concrete BASEGARD Y TA APP Cap (Lim. 7)
or Concrete Deck TA APP Ply
Deck at 15 per 4 ft x 8 ft board
Min. 300 psi LWIC AP Fasteners & Plates for Steel Deck or OPTIONAL
over Steel Deck Min. 2-inch CD Fasteners & Plates or HA SBS Cap or -60
R-AM-4 | G33, F1w, L5, S12) ISO HD Fasteners & Plates for Concrete BASEGARD HA SBSSELSJF;IP'V or TA TA SBS Cap (Lim. 7)
or Concrete Deck Deck 18 per 4 ft x 8 ft board Y
Min. 300 psi LWIC AP Fasteners & Plates for Steel Deck or OPTIONAL
R-AM-5 over Steel Deck Min. 2-inch CD Fasteners & Plates or CA APP Ply or CA APP Plv or CA APP Cap or -60
(G33, F1Ww, L5, S12) ISO HD Fasteners & Plates for Concrete BASEGARD TA APP Pyl TA APP Cap (Lim. 7)
or Concrete Deck Deck 18 per 4 ft x 8 ft board y
Min. 300 psi LWIC AP Fasteners & Plates for Steel Deck or OPTIONAL
. . CA SBS BUR Ply, CA SBS Cap,
over Steel Deck Min. 2-inch CD Fasteners & Plates or -60
R-AM-6 CA SBS BUR Ply BASEGARD, HA SBS Cap, or .
(G33, F1Ww, L5, S12) ISO HD Fasteners & Plates for Concrete HA SBS BUR PIv. or TA SBS Ca (Lim. 7)
or Concrete Deck Deck 18 per 4 ft x 8 ft board TA SBS Plyy’ P
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with Adhered Membranes over Fastened Insulation
Syngem Deck Detail Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
Steel Deck AP Fasteners & Plates for Steel Deck or gAP;:B%NQL CA SBS Cap,
R-AM-7 (G33, P, L6, S24) Min. 0.5-inch CD Fasteners & Plates or CA SBS Ply or LG SBS Ply’ LG SBS Cap, -60
oo SECUROCK HD Fasteners & Plates for Concrete BASEGARD Y. HA SBS Cap, or (Lim. 7)
or Concrete Deck HA SBS BUR Ply, or
Deck at 15 per 4 ft x 8 ft board TA SBS Cap
TA SBS Ply
CA SBS Ply, OPTIONAL CA SBS Cap,
Steel Deck AP Faséegegzs‘i‘ezgnggqast;eéfe"k or | HA SBS Ply, or TA CA SBS Ply, HA SBS Cap, or 675
R-AM-8 | (G33,F1,L6,S24) | SECUROCK HD Fasteners & Plates for Concrete SBS Ply HA SBS Ply, or TA SBS Cap (Lim' 7)
or Concrete Deck (min. 3.75-inch side TA SBS Ply (min. 3.75-inch side '
Deck at 18 per 4 ft x 8 ft board . - h
laps) (min. 3.75-inch side laps) laps)
AP Fasteners & Plates for Steel Deck or
Steel Deck OPTIONAL
CAML CD Fasteners & Plates or CA APP Ply or CA APP Cap or -67.5
R-AM-9 (gsg(’):clr‘elt‘gbseii) SECUROCK HD Fasteners & Plates for Concrete BASEGARD C¢ AA:PPPPIID)? or TA APP Cap (Lim. 7)
Deck at 18 per 4 ft x 8 ft board Y
AP Fasteners & Plates for Steel Deck or
Steel Deck OPTIONAL
R-AM-10 | (G33,F1, L6, S24) | SECUROCK | o (CD Fasteners & Plates or BASEGARD HA SBS BUR Ply or HASBSapor | 815
or Concrete Deck asteners ates for Concrete TA SBS Ply ap (Lim. 7)
Deck at 18 per 4 ft x 8 ft board
R-AM-11 (G383, P, L6, S24) DensDeck HD E Pl f BASEGARD HA SBS BUR Ply or TA SB p Lim. 7
or Concrete Deck Prime asteners & Plates for Concrete TA SBS Ply SBS Cap (Lim. 7)
Deck at 24 per 4 ft x 8 ft board
OPTIONAL
Steel Deck Min. 0.5-inch | AP FaStCeSe;zs‘i‘ezgszfgjast;eéfec" or CA SBS Ply, CA SBS Ply, CA SBS Cap, -
R-AM-12 (G33, P, L6, S24) DensDeck HD Fasteners & Plates for Concrete HA SBS BUR Ply, BASEGARD, HA SBS Cap, or (Lim. 7)
or Concrete Deck Prime or TA SBS Ply HA SBS BUR Ply, or TA SBS Cap '
Deck at 24 per 4 ft x 8 ft board
TA SBS Ply
CA SBS Ply, OPTIONAL CA SBS Cap,
Steel Deck Min. 0.5-inch AP Fasgageg;iezgszfgzast;ieé:)%k or HA SBS Ply or CA SBS Ply, HA SBS Cap, or 75
R-AM-13 (G33, F1, L6, S24) - TA SBS Ply HA SBS Ply, or TA SBS Cap .
or Concrete Deck | SECUROCK | HD Fasteners & Plates for Concrete |, ' 75 inch side TA SBS Ply (min. 3.75-inch side | M- 7)
Deck at 18 per 4 ft x 8 ft board . - .
laps) (min. 3.75-inch side laps) laps)
AP Fasteners & Plates for Steel Deck or
RAM.14 (ng’t"ﬁ' ?_ZCksz 4 | Min. 0.5inch CD Fasteners & Plates or CA APP Ply or CXZL'F?EIALW CA APP Cap or 75
o SECUROCK HD Fasteners & Plates for Concrete TA APP Ply y TA APP Cap (Lim. 7)
or Concrete Deck TA APP Ply
Deck at 18 per 4 ft x 8 ft board
AP Fasteners & Plates for Steel Deck or
Steel Deck . . OPTIONAL
RAM-15 | (G33, F1,16, S24) | Mie Odneh | CD Fasteners & Plates or BASEGARD HA SBS BUR Ply or HA SSoap or A
or Concrete Deck SECUROC asteners & Plates for Concrete TA SBS Ply SBS Cap (Lim. 7)
Deck at 18 per 4 ft x 8 ft board
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with Adhered Membranes over Fastened Insulation
Syngem Deck Detail Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet 'EApiF))
. . AP Fasteners & Plates for Steel Deck or
Steel Deck Min. 0.5-inch CD Fasteners & Plates or CA APP Ply or OPTIONAL CA APP Cap or 87.5
R-AM-16 (G33, P, L6, S24) DensDeck | f | CA APP Ply or Lim. 7
or Concrete Deck Prime HD Fasteners & Plates for Concrete TA APP Ply TA APP Ply TA APP Cap (Lim. 7)
Deck at 20 per 4 ft x 8 ft board
AP Fasteners & Plates for Steel Deck or
R-AM-17 (G:gtegl Egds(m) Min. 0.5-inch CD Fasteners & Plates or CA APP Ply or CgpA-II;II(D)':IALor CA APP Cap or -90
ro SECUROCK HD Fasteners & Plates for Concrete TA APP Ply y TA APP Cap (Lim. 7)
or Concrete Deck TA APP Ply
Deck at 18 per 4 ft x 8 ft board
AP Fasteners & Plates for Steel Deck or CA SBS Ply OPTIONAL CA SBS Cap,
Steel Deck . . CA SBS Ply, HA SBS Cap, or
Min. 0.5-inch CD Fasteners & Plates or or TA SBS Ply -90
R-AM-18 (G80, F1, L6, S30) ECUROCK HD E Pl f . 75-inch sid HA SBS BUR Ply, TA SBS Cap Lim. 7
or Concrete Deck SECUROC asteners & Plates for Concrete (min. 3.75-inch side or TA SBS Ply (min. 3.75-inch side (Lim. 7)
Deck at 22 per 4 ft x 8 ft board laps) . . : e
(min. 3.75-inch side laps) laps)
AP Fasteners & Plates for Steel Deck or CA SBS Ply or OPTIONAL CA SBS Cap,
Steel Deck . . CA SBS Ply, HA SBS Cap, or
Min. 0.5-inch CD Fasteners & Plates or TA SBS Ply -90
R-AM-19 (G33, F1, L6, S30) . : . HA SBS BUR Ply, or TA SBS Cap .
SECUROCK HD Fasteners & Plates for Concrete (min. 3.75-inch side . . . (Lim. 7)
or Concrete Deck Deck at 22 per 4 ft x 8 ft board laps) TA SBS Ply (min. 3.75-inch side
P P (min. 3.75-inch side laps) laps)
Steel Deck AP Fasteners & Plates for Steel Deck or
Min. 0.5-inch CD Fasteners & Plates or OPTIONAL -150
R-AM-20 (gsgc’)sfr’elggbilci) SECUROCK HD Fasteners & Plates for Concrete TA SBS Ply TA SBS Ply TA SBS Cap (Lim. 7)
Deck at 32 per 4 ft x 8 ft board
Recover Assemblies with Mechanically Fastened Base Sheet
. L MDP
Syl\sléem Deck Detail Existing Roof Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
Two-Piece Impact Nail with BASEGARD, LG SBS Cal
Steel Deck Min. 380 psi Celcore MF minimum 1.8-inch penetration into LG SBS BUR Ply, CA SBS Cap’ 525
R-M-1 (G33, P, L6, S18) with HS Rheology SBS Base Sheet LWIC installed 8-inch o.c. in the CA SBS BUR Ply, HA SBS Ca p;)r (Lim. 7
or Concrete Deck Admixture laps, 8-inch o.c. in two (2) HA SBS BUR Ply, TA SBS Cg’ ’
staggered rows in the field or TA SBS Ply P
Steel Deck SBS Poly Torch Base MB-2 Plates and Fasteners at SBOSPI;I—CI)IONTAochh 60
R-M-2 G33, F1, L6, S24 BUR or Mod-Bit Roofing (Min. 4-inch side 12-inch o.c. within the torch Y TA SBS Cap Il .
] Base torch (Lim. 7)
or Concrete Deck laps) adhered side laps adhered
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Recover Assemblies with Mechanically Fastened Base Sheet
Syngem Deck Detall Existing Roof Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet lzlrlgg
Channel Venting : -
Min. 360 psi Celcore MF Base, SBS Base, min-irr\rllvt?mpllegirircnhpg(e:;’:t?!t\i,(v)l;hinto BASEGARD, LG SBS Cap,
R-M-3 Steel Deck With HS Rheolo SBS Glass Torch LWIC instélled Z.inch o.c. in the LG SBS BUR Ply, CA SBS Cap, -67.5
(G33, P, L6, S18) Admixture 9y Base, SBS Glass laps. 7-inch o.c. in two @) HA SBS Ply, or HA SBS Cap, or (Lim. 7)
Torch Base 1.5 or sterl) ’ered rom}s.in the field TA SBS Ply TA SBS Cap
SBS PolyTorch Base 99
Channel Venting Two-Piece Impact Nail with
Steel Deck Min. 360 psi Celcore MF ggsse’GSI:si 'Bl'(?rsceﬁ minimum 1.8-inch penetration into BASEGARD 675
R-M-4 (G33, P, L6, S18) with HS Rheology Base, SBS Glass LWIC |nsta_||ed 7-|n<;h o.c. in the TA APP Ply TA APP Cap (Lim. 7)
Admixture laps, 7-inch o.c. in two (2)
Torch Base 1.5 or staggered rows in the field
SBS PolyTorch Base 99
AP Fasteners and Plates installed BASEGARD, LG SBS Cap,
Steel Deck 12-inch o.c. in the laps, 12-incho.c. | "G SBSBURPY. | cx'sps cap 75
R-M-5 (G33, P, L6, S24) Min. 190 psi Elastizell MA Base llI in two (2) staggered rows in the CA SBS Ply, HA SBS Cap, or (Lim. 7)
or Concrete Deck field HA SBS BUR Ply, TA SBS Ca
or TA SBS Ply P
CD Fasteners & Plates or BASEGARD, LG SBS Cap,
HD Fasteners & Plates installed 12- LG SBS BUR Ply, CA SBS Cap -75
R-M-6 Concrete Deck Min. 190 psi Elastizell MA Base Il . . - : CA SBS Ply, ’ .
inch o.c. in the laps, 12-inch o.c. in HA SBS Cap, or (Lim.7)
two (2) staggered rows in the field HA SBS BUR Ply, TA SBS Cap
or TA SBS Ply
AP Fasteners and Plates installed
Steel Deck . . ; BASEGARD
. . . 12-inch o.c. in the laps, 12-inch o.c. ’ CA APP Cap or -75
R-M-7 (G33, P, L6, S24) Min. 190 psi Elastizell MA APP Base . . CA APP Ply, .
or Concrete Deck in two (2) sta%igeekrjed rows in the TA APP Ply TA APP Cap (Lim. 7)
AP Fasteners and Plates installed
. . . BASEGARD, i
R-M-8 Concrete Deck Min. 190 psi Elastizell MA APP Base 12-inch o.c. in the laps, 12-inch o.c. CA APP Ply, CA APP Cap or NE
in two (2) staggered rows in the TA APP P TA APP Cap (Lim.7)
field y
Steel Deck SBS Poly Torch Base MB-2 Plates and Fasteners at SBOSPII(I)?NTAc\)chh 90
R-M-9 G33, F1, L6, S24 BUR or Mod-Bit Roofing (Min. 4-inch side 6-inch o.c. within the torch adhered Base %/orch TA SBS Cap Il wLim. 7)
or Concrete Deck laps) side laps adhered ’
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 0.5-inch c A%g;'g'dé'-my LG SBS Cap, -30
CAML Structodek High HD Fasteners & Plates at CA SBS BUR Ply or ' CA SBS Cap, (Lim. 7;
S-AM-1 G33 ISOorISO CG Density 8 per 4 ft x 4 ft board HASBSBURPly | HASBSBURPl, |\ sescap or | Non-
Fiberboard LGSBSBURPlyor | “rr'sps'cap | HVHZ)
TA SBS Ply
S-AM-2 G33, L6, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at CA SBS BUR Ply or LG SBS BUR Ply’ LG SBS Cap, (Lim. 7;
S24 ISO or ISO CG ISO HD-C 8 per 4 ft x 8 ft board BASEGARD Y HA SBS Cap, Non-
HASBSBURPlY, | ortasescap | HVHZ)
or TA SBS Ply P
DensDeck Prime
; OPTIONAL
secured with AP . . 1.S.0. Stick or Twin Jet BASEGARD, LG SBS BUR Ply, LG SBS Cap, 45
Fasteners & Plates or Min. 1.5-inch S CA SBS Cap, (Lim. 7;
S-AM-3 G33 applied in ribbons spaced 12- | LG SBS BUR Ply or CA SBS BUR Ply,
HD Fasteners & Plates ISO inch o.c CA SBS BUR P HA SBS BUR Plv. or HA SBS Cap, or Non-
at 8 per 4 ft x 8 ft board - y y: TA SBS Cap HVHZ)
TA SBS Ply
followed by V-Force
DensDeck Prime
secured with AP . ) -45
S-AM-4 G33 Fasteners & Plates or Min. 1.5-inch a II-izcjoihsrittlacbko?\rszw:ancggtl2- CA APP Ply or C,(A?erlgﬁfl_or CAAPP Capor | (Lim.7;
HD Fasteners & Plates ISO pp ehor P BASEGARD A APP Cﬁ TA APP Cap Non-
at 8 per 4 ft x 8 ft board e P HVHZ)
followed by V-Force
DensDeck Prime Ta%o BASEGARD or OPTIONAL
secured with AP P Layer 1 & Layer 2 adhered in | CA SBS BUR Ply, LG SBS Cap, -45
| S.0. Stick or Twi LGSBSBURPlY, | cagpsc Lim. 7;
S-AM-5 G33 Fasteners & Plates or Laver 2: I._ 0. _tlc or Twin Jet or CA SBS BUR Ply A SBS Cap, (Lim. 7;
HD Fasteners & Plates ISLO HD or applied in ribbons spaced 12- TA SBS Ply HA SBS BUR Pl 6r HA SBS Cap, or Non-
at 8 per 4 ft x 8 ft board inch o.c. with DensDeck Y, TA SBS Cap HVHZ)
DensDeck . TA SBS Ply
followed by V-Force Pri Prime only
rime,
. Layer 1:
DensDeck Prime Tapered 1SO . CA APP Ply
secured with AP Layer 1 & Layer 2 adhered in -45
Fasteners & Plates or I.S.0O. Stick or Twin Jet or OPTIONAL CAAPP Capor | (Lim.7;
S-AM-6 G33 HD Fasteners & Plates Layer 2. applied in ribbons spaced 12- TA APP Ply CA APP Ply or TA APP Cap Non-
1ISO HD or ) with DensDeck TA APP Ply
at 8 per 4 ft x 8 ft board K inch o.c. . | HVHZ)
followed by V-Force bensbec Prime only
Prime,
OPTIONAL 45
G33, P, L6, OPTIONAL . . AP Fasteners & Plates at HA SBS Capor | (Lim.7,
S-AM-7 S24 ISO or ISO CG Min. 2-inch ISO 12 per 4 ft x 8 ft board BASEGARD HASBSBURPly or | " 1A"SBs cap Non-
TA SBS Ply HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
( RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL
LG SBS BUR Ply, LG SBS Cap, -45
S-AM-8 G33, P, L6, OPTIONAL Min. 2-inch ISO AP Fasteners & Plates at LG SBS BUR Ply or CA SBS BUR Ply, CA SBS Cap, (Lim. 7;
S24 ISO or ISO CG ’ 12 per 4 ft x 8 ft board CA SBS BUR Ply BASEGARD, HA SBS Cap, or Non-
HA SBS BUR Ply, or TA SBS Cap HVHZ)
TA SBS Ply
OPTIONAL 45
OPTIONAL AP Fasteners & Plates at CA APP Ply or CAAPPCapor | (Lim.7,
S-AM-9 G33 ISO or ISO CG SECUROCK 10 per 4 ft x 8 ft board BASEGARD CA APP Ply or TA APP Cap Non-
TA APP Ply HVHZ)
COAP ;:305'\'3; CA SBS Cap, -45
AN OPTIONAL AP Fasteners & Plates at CA SBS Ply or ' LG SBS Cap, (Lim. 7;
S-AM-10 | G33 ISO or ISO CG SECUROCK 10 per 4 ft x 8 ft board BASEGARD LG SBS Ply, HA SBS Cap, or | Non-
HA SBS BUR Ply, or TA SBS Ca HVHZ)
TA SBS Ply P
, inch | | OPTIONAL L.'45 .
S-AM-11 G33 OPTIONAL Min. 0.375-inc AP Fasteners & Plates at CA APP Ply or CA APP Ply or CAAPPCapor | (Lim.7,
ISO or ISO CG SECUROCK 8 per 4 ft x 8 ft board BASEGARD TA APP Cap Non-
TA APP Ply HVHZ)
COAP ;:SSNQIL CA SBS Cap, -45
S-AM-12 G33 OPTIONAL Min. 0.375-inch AP Fasteners & Plates at CA SBS Ply or LG SBS Ply’ LG SBS Cap, (Lim. 7;
ISO or ISO CG SECUROCK 8 per 4 ft x 8 ft board BASEGARD Y. HA SBS Cap, or Non-
HA SBS BUR Ply, or TA SBS Cap HVHZ)
TA SBS Ply
Min. 1.5-inch
ISO or ISO CG secured Insulation Adhesive lI; OPTIONAL
S-AM-13 G33S'§ > 0| with AP Fasteners & ISO HD Ribbons spaced C&’;E';iggr CA APP Ply or CﬁAAAPFF,’Png or (Li'rff 2
Plates at 18 per 12-inch o.c. TA APP Ply P :
4 ft x 8 ft board
Min. 1.5-inch OPTIONAL
. . CA SBS Cap
ISO or ISO CG secured Insulation Adhesive I, CA SBS Ply, '
S-AM-14 G33, P, L6, with AP Fasteners & ISO HD Ribbons spaced CA SBS Ply or LG SBS Ply, LG SBS Cap, 45
S24 A BASEGARD HA SBS Cap, or | (Lim.7)
Plates at 18 per 12-inch o.c. HA SBS BUR Ply, or TA SBS Ca
4 ft x 8 ft board TA SBS Ply P
-45
OPTIONAL .
G33, P, L6, OPTIONAL . . AP Fasteners & Plates at CAAPP Capor | (Lim.7;
S-AM-15 | " 504 ISO or ISO CG Min. 2-inch ISO 12 per 4 ft x 8 ft board CA APP Ply CA APP Ply or TA APP Cap Non-
TA APP Cap HVHZ)
. . OPTIONAL
S-AM-16 G33, P, L6, OPTIONAL Min. 2-inch AP Fasteners & Plates at CA APP Ply CA APP Ply or CA APP Cap or —_52.5
S24 ISO or ISO CG ISO HD-C 12 per 4 ft x 8 ft board TA APP Cap TA APP Cap (Lim. 7)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
( RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 2-inch
ISO HD-C
laid OPTIONAL
G33, P, L6 OPTIONAL . AP Fasteners & Plates at CA APP Cap or -52.5
S-AM-17 S perpendicular to CA APP Ply CA APP Ply or h
S24 ISO or ISO CG flutes with 8 per 4 ft x 8 ft board TA APP Cap TA APP Cap (Lim. 7)
staggered end
joints
Min. 2-inch
| HD- PTIONAL
S A 288 Ply LG SBS Cap,
S-AM-18 G33, P, L6, OPTIONAL erpendicular to AP Fasteners & Plates at CA SBS BUR Ply or LG SBS P ' CA SBS Cap, -52.5
S24 ISO or ISO CG Perp ; 8 per 4 ft x 8 ft board BASEGARD Y, HA SBS Cap, or | (Lim.7)
flutes with HA SBS BUR Ply, TA SBS Cal
staggered end or TA SBS Ply P
joints
OPTIONAL
CAML G33, P, L6, OPTIONAL . r AP Fasteners & Plates at CA APP Ply or CA APP Cap or -52.5
S-AM-19 1 504 ISO or ISO CG Min 2.54inch 1SO | 15 ner 4t x 8 ft board BASEGARD CA APP Ply or TAAPP Cap | (Lim7)
TA APP Cap
COAP ;:SSNQIL CA SBS Cap,
S-AM-20 G33, P, L6, OPTIONAL Min 2 5-inch ISO AP Fasteners & Plates at CA SBS Ply or LG SBS Ply’ LG SBS Cap, -52.5
S24 ISO or ISO CG ' 15 per 4 ft x 8 ft board BASEGARD Y. HA SBS Cap, or | (Lim7)
HA SBS BUR Ply, or TA SBS Cal
TA SBS Ply P
COAP ;:SSNQIL LG SBS Cap,
S-AM-21 G33, F1, Min. 1-inch ISO HD AP Fasteners & Plates at CA SBS BUR Ply or LG SBS Ply’ CA SBS Cap, -52.5
L6, S24 ISO or ISO CG 24 per 4 ft x 8 ft board BASEGARD Y, HA SBS Cap, or | (Lim.7)
HA SBS BUR Ply, TA SBS Cai
or TA SBS Ply P
. . OPTIONAL
G33, F1, Min. 1-inch AP Fasteners & Plates at CA APP Cap or -52.5
S-AM-22 |16 524 ISO or ISO CG ISO HD 24 per 4 ft x 8 ft board CA APP Ply CTAAAAPPPPP'V or TAAPP Cap | (Lim.7)
Cap
OPTIONAL OPTIONAL
S-AM-23 G33, L6, Min. 2-inch DensDeck Prime AP Fasteners & Plates at TA SBS Ply or TA SBS Ply or TA SBS Cap or -_52.5
F1, S12 ISO, Tapered ISO or 18 per 4 ft x 8 ft board HA SBS BUR Ply Il HA SBS Cap (Lim. 7)
ISO CG HA SBS BUR Ply Il
OPTIONAL
Min. 1.5-inch CA SBS Ply, CA SBS Cap,
G33 F1 ISO or ISO CG Min. 0.5-inch Insulation Adhesive II: (nﬁﬁ 838285?#(; Zléle BASEGARD, HA SBS | HA SBS Cap, or 525
S-AM-24 L6 '824’ attached with DensDeck Prime Ribbons spaced 6-inch (’) c ' Ié s) or BUR Ply, or TA SBS TA SBS Cap (Lim. 7
’ AP Fasteners & Plates at | or SECUROCK P o BASFI)EGARD Ply (min. 3.25-inch '
20 per 4 ft x 8 ft board (min. 3.25-inch side side laps)
laps)
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 1.5-inch
ISO or ISO CG Min. 0.5-inch . . . OPTIONAL
S-AM-25 ?_23'8';}1' attached with DensDeck Prime Riggf)‘r‘]':téor;?ed dhg_si'r‘]’ceh”(’) . CA APP Ply or CA APP Ply or CﬁAAKEPng or (|__i5n2{57)
' AP Fasteners & Plates at | or SECUROCK P " BASEGARD TA APP Ply P '
20 per 4 ft x 8 ft board
OPTIONAL
CA SBS Ply, LG SBS Cap,
G33, F1, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at LG SBS Ply, CA SBS Cap, -60
S-AM-26 | 6 504 ISO or ISO CG ISO HD-C 12 per 4 ft x 8 ft board CA SBS BUR Ply BASEGARD, HA SBS Cap, or | (Lim. 7)
HA SBS BUR Ply, or TA SBS Cap
TA SBS Ply
S-AM-27 G33, F1, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at CA APP P C,?erlggfl_or CA APP Cap or -60
L6, S24 ISO or ISO CG ISO HD-C 12 per 4 ft x 8 ft board Y Y TAAPP Cap | (Lim.7)
TA APP Cap
. . OPTIONAL
G33, F1, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at HA SBS Cap or -60
S-AM-28 | 16 524 ISO or ISO CG ISO HD-C 12 per 4 ft x 8 ft board BASEGARD HA ?BASSBBgRPE'y or| TasBscap | (Lim.7)
. . OPTIONAL
G33, P, L6, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at HA SBS Cap or -60
SAM-29 1 7504 ISO or ISO CG ISO 18 per 4 ft x 8 ft board BASEGARD HASBSBURPlyor | “1hsgscap | (Lim.7)
TA SBS Ply
. . OPTIONAL
S-AM-30 G33, P, L6, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Pl or CA APP Cap or -60
S24 ISO or ISO CG ISO 18 per 4 ft x 8 ft board BASEGARD Y TA APP Cap (Lim. 7)
TA APP Ply
OPTIONAL
. . CA SBS BUR Ply, CA SBS Cap, i
sam31 | 633 Lo oo TIORAL Min. 15nch | AP Fasteners & Plales at | ¢ sBS BUR Ply BASEGARD, HA SBS Cap, or (Lir?\o 7
p HA SBS BURPly,or | TASBS Cap :
TA SBS Ply
. . OPTIONAL
S-AM-32 G33, P, L6, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Cap or -60
S24 ISO or ISO CG ISO 18 per 4 ft x 8 ft board BASEGARD Y TA APP Cap (Lim. 7)
TA APP Ply
S-AM-33 G33, P, L6, Min. 1-inch Min. 0.5-inch AP Fasteners & Plates at CA APP Ply or CSZES'I\DLIALor CA APP Cap or -60
S24 ISO or ISO CG SECUROCK 15 per 4 ft x 8 ft board BASEGARD TA APP Pny TA APP Cap (Lim. 7)
COAP ;:BOSNSL CA SBS Cap,
S-AM-34 G33, P, L6, Min. 1-inch Min. 0.5-inch AP Fasteners & Plates at CA SBS Ply or LG SBS Ply’ LG SBS Cap, -60
S24 ISO or ISO CG SECUROCK 15 per 4 ft x 8 ft board BASEGARD Y. HA SBS Cap, or | (Lim.7)
HA SBS BUR Ply, or TA SBS Ca
TA SBS Ply P

ABE12001.17

FL15892-R17

Page 41 of 47

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

1.S.0. Stick with ribbons
at 6-inch o.c.

or TA SBS Ply

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
o ggOSNS\I; CA SBS Cap,
S-AM-35 G33, P, L6, Min 0.5-inch Min. 0.5-inch AP Fasteners & Plates at CA SBS Ply or LG SBS P ! LG SBS Cap, -60
S24 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board BASEGARD Y. HA SBS Cap, or | (Lim.7)
HA SBS BUR Ply, or TA SBS Ca
TA SBS Ply p
OPTIONAL
Min. 1-inch CA SBS Ply, CA SBS Cap,
camas | G33.FL OPTIONAL 1SO CG or AP Fasteners & Plates at (minc’; SBS P i | 1A paomRD, | HASESSAD O | 675
L6, S24 ISO or ISO CG Min. 0.5-inch 20 per 4 ft x 8 ft board e Y, . Al 1 (Lim. 7)
: laps) TA SBS Ply (min. 3.75-inch
DensDeck Prime . : . .
(min. 3.75-inch side side laps)
laps)
CA SBS Ply, OPTIONAL CA SBS Cap,
CA SBS Ply,
s-AM-37 | G33 FL One or more layers of SECUROCK AP Fasteners & Plates at H‘?ASSBSSPIIDyIY or HA SBS Ply, or H#sggscég or -67.5
L6, S24 ISO or ISO CG 18 per 4 ft x 8 ft board . > Hly TA SBS Ply . -ap (Lim. 7)
(min. 3.75-inch side in. 3.75-inch sid (min. 3.75-inch
laps) (min. 3.75-inch side side laps)
laps)
G33, F1 One or more layers of AP Fasteners & Plates at CA APP Ply or OPTIONAL CA APP Cap or -67.5
S-AM-38 | | 6 504 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board BASEGARD CﬁAAEEPPegor TAAPP Cap | (Lim.7)
OPTIONAL
G33, F1, One or more layers of AP Fasteners & Plates at HA SBS Cap or -67.5
S-AM-39 | 6 504 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board BASEGARD HASBSBURPlyor | " ta'sgscap | (Lim. 7)
TA SBS Ply
Min. 1-inch
S-AM-40 G33, F1, OPTIONAL ISIr(]) Cgcor AP Fasteners & Plates at BASEGARD HA ggggﬂ\g‘bl or HA SBS Cap or -67.5
L6, S24 ISO or ISO CG Min. 0.5-inch 20 per 4 ft x 8 ft board y TA SBS Cap (Lim. 7)
- TA SBS Ply
DensDeck Prime
OPTIONAL OPTIONAL
S-AM-41 G33, L6, Min. 2-inch Min. 0.5-inch AP Fasteners & Plates at TA SBS Ply or TA SBS Ply or TA SBS Cap or -67.5
F1, S12 ISO, Tapered ISO or DensDeck Prime 18 per 4 ft x 8 ft board HA SBS BUR Ply Il y HA SBS Cap (Lim. 7)
1SO CG HA SBS BUR Ply Il
Min. 2-inch 1SO 95 + GL
secured with AP
Fasteners & Plates at 20 CA SBS BUR Ply, CA%EECI;BQLPI CA SBS Cap,
S-AM-42 G33, P, L6, per 4 ft x 8 ft board 0.5-inch 1.S.0. Stick or Twin Jet; BASEGARD, LG SBS BUR Ply’ LG SBS Cap, -67.5
S24 followed by min. 0.5-inch SECUROCK Ribbons spaced 6-inch o.c. HA SBS BUR Ply, HA SBS BUR Ply, HA SBS Cap, (Lim. 7)
ISO adhered in or TA SBS Ply Y or TA SBS Cap
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CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)
System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
Min. 2-inch ISO 95 + GL
secured with AP
Fasteners & Plates at 20 OPTIONAL
S-AM-43 G33, P, L6, per 4 ftx 8 ft board 0.5-inch 1.S.0. Stick or Twin Jet; CA APP Ply or CA APP Plv or CA APP Cap or -67.5
S24 followed by min. 0.5-inch SECUROCK Ribbons spaced 6-inch o.c. BASEGARD Y TA APP Cap (Lim. 7)
: TA APP Ply
ISO adhered in
I.S.0O. Stick with ribbons
at 6-inch o.c.
G33, P, L6 One or more layers of Min. 0.5-inch AP Fasteners & Plates at OPTIONAL HA SBS Cap or -75
S-AM-44 S24 ISO or ISO CG DensDeck Prime 24 per 4 ft x 8 ft board BASEGARD HA ?f\ssgg';sly or TA SBS Cap (Lim. 7)
OPTIONAL
G33, P, L6, | One or more layers of Min. 0.5-inch AP Fasteners & Plates at CA SBS Ply, CA SBS Ply, CA SBS Cap, -75
S-AM-45 1 7504 ISO or ISO CG DensDeck Prime |~ 24 per4fx8itboard | HASBSBURPly or}  ~ BASEGARD, HA SBS Cap, or | ) ;0 7y
TA SBS Ply HA SBS BUR Ply, or TA SBS Cap '
TA SBS Ply
CA SBS Ply, pEiiey CA SBS Cap,
| . . eh | HA SBS Ply, or e HA SBS Cap, or
S-AM-a6 | G33 FL, One or more layers o Min. 0.5-inc AP Fasteners & Plates at TA SBS Ply HA SBS Ply, or TA SBS Cap =75
L6, S24 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board . - . TA SBS Ply . . (Lim. 7)
(min. 3.75-inch side . 75-inch sid (min. 3.75-inch
laps) (min. 3.75-inch side side laps)
laps)
. . OPTIONAL
S-AM-47 G33, F1, One or more layers of Min. 0.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Cap or -75
L6, S24 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board TA APP Ply TA APP F}’Iy TA APP Cap (Lim. 7)
. . OPTIONAL
G33, F1, One or more layers of Min. 0.5-inch AP Fasteners & Plates at HA SBS Cap or -75
S-AM-48 116 524 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board BASEGARD HA ?f\ssggr‘;;'y orl Tasescap | (Lim.7)
OPTIONAL
CA SBS Ply, LG SBS Cap,
G33, F1, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at LG SBS Ply, CA SBS Cap, -75
S-AM-49 |16 524 ISO or ISO CG ISO HD-C 18 per 4 ft x 8 ft board CA SBS BUR Ply BASEGARD., HA SBS Cap, or | (Lim. 7)
HA SBS BUR Ply, or TA SBS Cap
TA SBS Ply
. . OPTIONAL
G33, F1, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at HA SBS Cap or -75
S-AM-50 | 6 504 ISO or ISO CG ISO HD-C 18 per 4 ft x 8 ft board BASEGARD HA iBASSBBgR;E'V ol TasBscap | (Lim.7)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)

‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B

Assemblies with Adhered Membranes over Fastened Insulation over Steel Deck (New, Existing, or Recover)

System Deck . . . MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL OPTIONAL
S-AM-51 G33, L6, Min. 2-inch Min. 0.5-inch AP Fasteners & Plates at TA SBS Ply or TA SBS Plv or TA SBS Cap or -75
F1, S12 ISO, Tapered ISO or DensDeck Prime 20 per 4 ft x 8 ft board HA SBS BUR Ply Il y HA SBS Cap (Lim. 7)
ISO CG HA SBS BUR Ply Il
. . OPTIONAL
S-AM-52 G33, P, L6, One or more layers of Min. 0.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Cap or -82.5
S24 ISO or ISO CG DensDeck Prime 20 per 4 ft x 8 ft board TA APP Ply TA APP Fyly TA APP Cap (Lim. 7)
. . OPTIONAL
S-AM-53 G33, P, L6, One or more layers of Min. 0.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Cap or -90
S24 ISO or ISO CG SECUROCK 18 per 4 ft x 8 ft board TA APP Ply TA APP Pny TA APP Cap (Lim. 7)
Min. 2-inch
S-AM-54 G33, P, L6, OPTIONAL 1SO or AP Fasteners & Plates at CA APP P OPTIONAL CA APP Cap or -90
S24 ISO or ISO CG ISO HD-C 18 per 4 ft x 8 ft board y CA APP Ply TA APP Cap (Lim. 7)
OPTIONAL
CA SBS Ply CA SBS Ply, ﬁﬁ 222 ggp,
S-AM-55 G80, F1, Min. 1.5-inch 1SO Min. 0.5-inch AP Fasteners & Plates at or TA SBS Ply HA SBS BUR Ply, or TA SBS Cg’ -90
L6, S30 T SECUROCK 22 per 4 ft x 8 ft board (min. 3.75-inch side or TA SBS Ply (min. 3 75-inct[1) (Lim. 7)
laps) (min. 3.75-inch side siae-la s)
laps) P
. . OPTIONAL
S-AM-56 G33, P, L6, OPTIONAL Min 2.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Cap or -97.5
S24 ISO or ISO CG ISO 32 per 4 ft x 8 ft board BASEGARD Y TA APP Cap (Lim 7)
TA APP Ply
COAP ;:SSNQIL CA SBS Cap,
S-AM-57 G33, P, L6, OPTIONAL Min 2.5-inch AP Fasteners & Plates at CA SBS Ply or LG SBS Ply’ LG SBS Cap, -97.5
S24 ISO or ISO CG ISO 32 per 4 ft x 8 ft board BASEGARD Y. HA SBS Cap, or | (Lim7)
HA SBS BUR Ply, or TA SBS Ca
TA SBS Ply P
OPTIONAL OPTIONAL
S-AM-58 G80, L6, Min. 2-inch Min. 0.5-inch AP Fasteners & Plates at TA SBS Ply or TA SBS Plv or TA SBS Cap or -97.5
Fiw, S12 ISO, Tapered ISO or DensDeck Prime 24 per 4 ft x 8 ft board HA SBS BUR Ply Il y HA SBS Cap (Lim. 7)
ISO CG HA SBS BUR Ply Il
G80, F2, . . Min. 0.5-inch AP Fasteners & Plates at OPTIONAL -150
S-AM-89 |6 510 Min. 1.5-inch ISO SECUROCK 32 per 4 ft x 8 ft board TA SBS Ply TA SBS Ply TASBSCap | i 7)
G380, L5.9,
F2w, S12 OPTIONAL OPTIONAL
S-AM-60 or Min. 2-inch Min. 0.5-inch AP Fasteners & Plates at TA SBS Ply or TA SBS Plv or TA SBS Cap or -157.5
20GA, ISO, Tapered ISO or DensDeck Prime 32 per 4 ft x 8 ft board HA SBS BUR Ply Il HA SBS BURyPI I HA SBS Cap (Lim. 7)
G80, L6, ISO CG Y
F2w, S12
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
System Deck Base ' MDP
No. Detail Insulation Top Insulation Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psh)
SBS Poly Base Heavy Duty Fasteners and 1-inch -45
S-M-1 N/A Min. 1.5-_|nch OPTIONAL (Min. 3-inch side Coiled Metal Batten strip fastened BASEGARD or HA SBS Cap or (Lim. 7;
Insulation Cover Board ) TA SBS Ply TA SBS Cap Non-
laps) 24-inch o.c. at the laps
HVHZ)
. . SBS Poly Base Heavy Duty Fasteners and 1-inch
G33, F1, Min. 1.5-inch OPTIONAL - : : h . BASEGARD or HA SBS Cap or -52.5
S-M-2 L6, S12 Insulation Cover Board (Min. 3-inch side Coiled Mgtal Batten strip fastened TA SBS Ply TA SBS Cap Lim. 7)
laps) 18-inch o.c. at the laps
AP Fasteners and Plates at
S-M-3 G33, F1, Min. 1-inch OPTIONAL SBS Base Sheet 12-inch o.c. in the lap and two (2) BASEGARD or HA SBS Cap or -60
L6, S24 Insulation Cover Board equally spaced, staggered rows TA SBS Ply TA SBS Cap (Lim. 7)
12-inch o.c. in the field of the roll
AP Fasteners and Plates at
S-M-4 G33, F1, Min. 1-inch OPTIONAL SBS Base Sheet 12-inch o.c. in the lap and two (2) BASEGARD or HA SBS Cap or -60
L6, S24 Insulation Cover Board equally spaced, staggered rows TA SBS Ply TA SBS Cap (Lim. 7)
12-inch o.c. in the field of the roll
OPTIONAL
. . SBS Poly Torch MB-2 Plates and Fasteners at
S-M-5 CL;SSS'; Min. Ijé'ngh COOTIQOB'\;';‘:‘C' Base (Min. 4-inch 12-inch o.c. within the torch SBgaZg?O-rrcor{Ch TASBS Cap Il (Li-newo 7
’ side laps) adhered side laps ’
adhered
SBS Base-P, SBS AP Fasteners and Plates at
S-M-6 G33, F1, Min. 1.5-inch OPTIONAL Premium Base, 12-inch o.c. in the lap and two (2) BASEGARD or HA SBS Cap or -75
L6, S24 Insulation Cover Board SBS Poly Base, equally spaced, staggered rows TA SBS Ply TA SBS Cap (Lim. 7)
SBS Smooth 12-inch o.c. in the field of the roll
OPTIONAL
. . SBS Poly Torch MB-2 Plates and Fasteners at
S-M-7 G33, F1, Min. 1.5-inch OPTIONAL Base (Min. 4-inch 6-inch o.c. within the torch SBS Poly Torch TA SBS Cap Il -90
L6, S24 ISO Cover Board side laps) adhered side laps Base torch (Lim. 7)
p p adhered
Assemblies with Adhered Membranes over Fastened Insulation over Wood Deck (New, Existing, or Recover)
System Dech Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet MDP
No. Detail (psf)
OPTIONAL -45
W-AM-1 T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at CA APP Ply or CA APP Plv or CA APP Capor | (Lim. 7,
L24 INSULATION ISO or ISO CG 12 per 4 ft x 8 ft board BASEGARD y TA APP Cap Non-
TA APP Ply
HVHZ)
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Assemblies with Adhered Membranes over Fastened Insulation over Wood Deck (New, Existing, or Recover)
System Deck 3 3 3 MDP
No. Detail Base Insulation Top Insulation Insulation Attachment Base Ply Ply Sheet Cap Sheet (psf)
OPTIONAL
LG SBS BUR Ply, LG SBS Cap, -45
W-AM-2 T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at BASEGARD or CA SBS BUR Ply, CA SBS Cap, (Lim. 7;
L24 INSULATION ISO CG 12 per 4 ft x 8 ft board CA SBS BUR Ply BASEGARD, HA SBS Cap, Non
HA SBS BUR Ply, or or TA SBS Cap HVHZ)
TA SBS Ply
T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at OPTIONAL -45
W-AM-3 | 54, N6 INSULATION 1SO 18 per 4 ft x 8 ft board BASEGARD TA APP Ply TAAPP Cap | iy 7
. . OPTIONAL
T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at HA SBS Cap or -45
W-AM-4 1 24, N6 INSULATION 1SO 18 per 4 ft x 8 ft board BASEGARD HA SBS BUR Ply or TASBS Cap | (Lim.7)
TA SBS Ply
. . OPTIONAL
T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at HA SBS Cap or -75
W-AM-S 24, N6 INSULATION ISO CG 18 per 4 ft x 8 ft board BASEGARD HA STiSSBBgF;E ly or TASBS Cap | (Lim.7)
T19/32, OPTIONAL Min. 1.5-inch AP Fasteners & Plates at OPTIONAL -75
W-AM-6 | 54, N6 INSULATION ISO CG 18 per 4 ft x 8 ft board BASEGARD TA APP Ply TAAPPCap | i 7)
Min. 1/2-inch
HD Fasteners & Plates at
T19/32, OPTIONAL DensDeck OPTIONAL -82.5
W-AM-7 [ 24 N6 INSULATION Prime or 18 per:nf‘ta ;;] gtg board TA SBS Ply TA SBS Ply TASBSCap [ 4 jm 7
SECUROCK
Min. 1/2-inch
Woams | TL932 OPTIONAL DensDeck H?SFa;ti”grf g‘ﬂPLEggrs 2| APPBOGIass OPTIONAL TAAPP Ca -82.5
L24, N6 INSULATION Prime or Per  temate Base TA APP Ply Pl wim.7)
SECUROCK
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
Y Dech Basg Top_ Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet MDP
No. Detail Insulation Insulation (psf)
AP Fasteners & Plates at 18-inch o.c. in the 815
T19/32, OPTIONAL OPTIONAL - BASEGARD or HA SBS Cap or | (Lim. 7,
W-M-1 L24 Insulation | Cover Board MA Base lap and two (2) equally spaced, staggered TA SBS Ply TA SBS Cap Non-
rows 18-inch o.c. in the field of the roll HVHZ)
12 ga. x 1.25-inch ring shank nails and
32 ga. x 1-5/8-inch tin tabs at
W-M-2 132/3[\126 - - MA Base 9-inch o.c. in the lap and three (3) equally TA SBS Ply H.'?ASSBSSCSE or (I_-i5nz"|-57)
' spaced, staggered rows 9-inch o.c. in the P ’
field of the roll
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AMRIZE BUILDING ENVELOPE LLC (ELEVATE)
‘ RE E K [APPROVED ASSEMBLIES] APP & SBS Modified Roofing Systems
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE] APPENDIX B
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
System Deck Base Top MDP
No. Detal Insulation Insulation Base Sheet Base Sheet Attachment Ply Sheet Cap Sheet (psf)
OPTIONAL
. . LG SBS BUR Ply, LG SBS Cap,
wans | 11932, | oPTioNAL | opTionaL | MABEsEll ) AR F:rféet’xgs(g Plates at 12-nch 0¢. Ithe | CASBSBURPly, | CA SBS Cap, -60
L24,N6 | Insulation | Cover Board e '?OWS o Oqc in{hepﬁel ot thggroll BASEGARD, HA SBS Cap, | (Lim.7)
P " HA SBS BUR Ply, or | or TA SBS Cap
TA SBS Ply
AP Fasteners & Plates at 12-inch o.c. in the BASEGARD,
W-M-4 I;A?/?\lze ()Irﬁ,s-[:gt':l(ﬁ':_ 8)?/2%’:’::‘(1 MA Base I lap and two (2) equally spaced, staggered HA SBS BUR Ply, or H¢ASSB§SC82 or (Li-rZ15 7
' rows 12-inch o.c. in the field of the roll TA SBS Ply P '
12 ga. x 1.25-inch ring shank nails and OPTIONAL
was | T2 ) ) oo Base, SBS 32 ga. x 1-5/8-inch tin tabs at LG SBSBURPY, | 15%0° 9% | 975
L24, N6 SBS Pol Baée 6-inch o.c. in the lap and three (3) staggered | HA SBS BUR Ply, or or TA SBS C% (Lim. 7)
y rows 6-inch o.c. in the field of the roll TA SBS Ply P
END OF REPORT
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