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TECHNICAL SERVICES, LLC

EVALUATION REPORT FLORIDA BUILDING CODE, 9™ EDITION (2026)

Manufacturer: AMRIZE BUILDING ENVELOPE LLC Issued October 5, 2026
dba Duro-Last Roofing
525 Morley Drive
Saginaw, M| 48601
989-737-3043
www.duro-last.com

Manufacturing Plants:  Saginaw, Ml

Jackson, MS
Quality Assurance: UL LLC (QUA1743)
SCOPE
Category: Roofing
Subcategory: Single Ply Roof System
Code Edition: Florida Building Code, 9th Edition (2026) including High-Velocity Hurricane Zones (HVHZ)
Code Sections:  1504.3.1, 1504.6, 1507.12, 1515.1.1, 1515.1.4, 1523.1.1, 1523.6.2
Properties: Wind Resistance, Physical Properties
PRODUCT DESCRIPTION
Products Specification Description
Duro-Last Designer Series ASTM D 4434 Nominal 50-mil thick single-ply roof membrane composed of a
Membrane thermoplastic polyvinyl chloride film laminated to both sides of
a polyester fabric scrim. The membranes are available as
Rock-Ply® and Shingle-Ply® prefabricated sections or roll
goods.
Duro-Last Membrane ASTM D 4434 Nominal 40-mil (DL40), 50-mil (DL50), 60-mil (DL60) or 80-mil

(DL80) thick single-ply roof membrane composed of a
thermoplastic polyvinyl chloride film laminated to both sides of
a polyester fabric scrim. The membranes are available as
prefabricated sections or roll goods.

Duro-Last EV Membrane ASTM D 4434 Nominal 50-mil (EV50), 60-mil (EV60) or 80-mil (EV80) thick
single-ply roof membrane composed of a thermoplastic
containing Ketone Ethylene Ester (KEE) film laminated to both
sides of a polyester fabric scrim. The membranes are
available as roll goods.

Duro-Last EV Fleece ASTM D 4434 Nominal 60-mil (EVF60) or 80-mil (EVF80) thick single-ply roof
Membrane membrane composed of a thermoplastic containing Ketone
Ethylene Ester (KEE) film laminated to both sides of a
polyester fabric scrim and backed with a 5.5 oz./yd?
polypropylene fleece. The membranes are available as roll
goods.

Duro-Last X Membrane ASTMD 4434 | \ominal 50-mil (DLX50), 60-mil (DLX60) or 80-mil (DLX80)
thick single-ply roof membrane composed of a thermoplastic
polyvinyl chloride film laminated to both sides of a polyester
fabric scrim. The membranes are available as roll goods.
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Products

Specification

Description

Duro-Fleece Membrane

ASTM D 4434

Nominal 50-mil (DF50), 60-mil (DF60), or 80-mil (DF80) thick
single-ply roof membrane composed of a thermoplastic
polyvinyl chloride film laminated to both sides of a polyester
fabric scrim and backed with a 3.8 oz./yd? polypropylene
fleece. Duro-Tuff membranes are available in the following
colors: White for all thickness, and Blue, Copper, Charcoal,
Green, Light Gray, Patina, and Light Tan for DF50 and DF60
only The membranes are available as roll goods.

Duro-Fleece Plus Membrane

ASTM D 4434

Nominal 50-mil (DFP50) or 60-mil (DFP60) thick single-ply roof
membrane composed of a thermoplastic polyvinyl chloride film
laminated to both sides of a polyester fabric scrim and backed
with with a 5.5 oz./yd? polypropylene fleece. The membranes
are available as roll goods.

Duro-Tuff Membrane

ASTM D 4434

Nominal 50-mil (DT50), 60-mil (DT60), or 80-mil (DT80) thick
single-ply roof membrane composed of a thermoplastic
polyvinyl chloride film laminated to both sides of a polyester
fabric scrim. Duro-Tuff membranes are available in the
following colors: White for all thickness, and Blue, Copper,
Charcoal, Green, Light Gray, Patina, and Light Tan for DT50
and DT60 only. The membranes are available as roll goods.

REFERENCES
Entity Report No. Standard

Architectural Testing, Inc. (TST1558)
Architectural Testing, Inc. (TST1558)

Certified Testing Laboratories (TST1577)
Certified Testing Laboratories (TST1577)

FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)
FM Approvals (TST1867)

DLR12001.23

B8983.01-106-18
C0713.01-19.18

TAS 117(A) (1995)
TAS 114(J) (2011)

CTLA 107R TAS 114 (J)(2011)
CTLA 107R-A TAS 114(J) (2011)
J.I. 2M4A8 .AM FM 4470 (2022)
J.I. 3Y5A6 .AM FM 4470 (2022)
J.IL 1X2A7 .AM FM 4470 (2022)
4D6A4.AM FM 4470 (2022)
3005604 FM 4470 (2022)
3006989 FM 4470 (2022)
3008342 FM 4470 (2022)
3010289 FM 4470 (2022)
3010987 FM 4470 (2022)
3014929 FM 4470 (2022)
3015816 FM 4470 (2022)
3016338 FM 4470 (2022)
3023458 FM 4450 (1989)
3026128 FM 4470 (2022)
3026508 FM 4450 (1989)
3032172 FM 4470 (2022)
3033314 FM 4470 (2022)
3040346 FM 4470 (2022)
3044466 FM 4470 (2022)
3040741 FM 4470 (2022)
3050118 FM 4470 (2022)
3054028 FM 4470 (2022)
3063970 FM 4470 (2022)
PRA455277 FM 4470 (2022)
PRA463146 FM 4470 (2022)
PR450261 FM 4470 (2022)
3053028 FM 4470 (2022)
PR459431 FM 4470 (2022)
3061875 FM 4470 (2022)
PRA464627 FM 4470 (2022)
PR462285 FM 4470 (2022)
PR465738 FM 4470 (2022)
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Entity

FM Approvals (TST1867)

FM Approvals (TST1867)

FM Approvals (TST1867)

Nemo etc. LLC (TST6049)

Nemo etc. LLC (TST6049)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)

DLR12001.23

Report No.
PR468925
PR471169
PR473144

4r-DL-19-SSTHP-01.A.R2
4a-DL-LSWUS-001.A

DLRI-013-02-01
DLRI-014-02-01
DLRI-018-02-01

DLRI-021-02-01.

DLRI-021-02-01.

DLRI-041-01

DLRI-029-02-01.

DLRI-030-02-01
DLRI-041-02-01
DLRI-045-02-01
DLRI-045-02-02
DLRI-046-02-01
DLRI-047-02-01
DLRI-053-02-01
DLRI-055-02-01
DLRI-058-02-01
DLRI-063-02-01
DLRI-068-02-01
DLRI-073-02-01
DLRI-073-02-02
DLRI-077-02-01
DLRI-077-02-02

DLRI-079-02-01.

DLRI-082-02-01
DLRI-086-02-01

DLRI-086-02-02
DLRI-096-02-01
DLRI-096-02-02
DLRI-099-02-01
DLRI-100-02-01
DLRI-113-02-01
DLRI-114-02-01
DLRI-115-02-01
DLRI-119-02-01
DLRI-119-02-02
DLRI-120-02-01
DLRI-123-02-01
DLRI-124-02-02
DLRI-126-02-01
DLRI-126-02-02
DLRI-126-02-03
DLRI-128-02-01
DLRI-130-02-01

DLRI-130-02-02
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

Standard
FM 4470 (2022)
FM 4470 (2022)
FM 4470 (2022)
ASTM D 4434 (2021)
FM 4474(D) (2020); TAS 114(J) (2011
FM 4474(D) (2020); TAS 114(J) (2011
FM 4474(D) (2020); TAS 114(J) (2011
FM 4474(D) (2020); TAS 114(J) (2011
ASTM D 1761 (2006); TAS 117(A & B
(1995); FM 4474 (2020); TAS 114(D)
(2011); TAS 114(H) (1995)
ASTM D 1761 (2006); TAS 117(A) & (B)
(1995); FM 4474 (2020); TAS 114(D)
(2011); TAS 114(H) (1995)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
ASTM D 4434 (2021); ASTM G 155 (2021)
ASTM D 4434 (2021); ASTM G 155 (2021)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
) ( )
) ( )
) ( )

~ o — — —

) (
FM 4474(D) (2020); TAS 114(J) (2011
FM 4474(D) (2020); TAS 114(J) (2011
FM 4474(D) (2020); TAS 114(J
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
TAS 114(D) (2011)
TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
ASTM D 4434 (2021)
ASTM D 4434 (2021)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
TAS 114(D) (2011)
TAS 114(D) (2011)
TAS 117(B) (1995)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)
FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

2011);
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Entity
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)

PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
PRI Construction Materials Technologies (TST5878)
Trinity ERD (TST6049)

Trinity ERD (TST6049
Trinity ERD (TST6049
Trinity ERD (TST6049
Trinity ERD (TST6049

RN NN

Trinity ERD (TST6049)
Trinity ERD (TST6049)
Trinity ERD (TST6049)
Trinity ERD (TST6049)

DLR12001.23

Report No.
NGC-034-02-01

NGC-035-02-01
NGC-038-02-01
NGC-041-02-01
280T0005
28070010

280T0011
280T0012
28070019
28070020
280T0021
28070024
280T0025
280T0029
280T0030
280T0031
280T0032
280T0034
280T0035
280T0036
280T0039
280T0040
280T0041
280T0043
280T0044
280T0045
280T0047
280T0049
280T0050
280T0053
280T0054
280T0055
280T0057
280T0058
280T0059
280T0064
280T0065
280T0069
280T0067
280T0061
2639T0015
2639T0015.1
280T0073
280T0074
280T0075.1
280T0077
280T0078
280T0081
280T0083
280T0085
02733.01.05-1
02744.05.06
D6760.08.07
02750.02.08
02762.03.05

D35210.08.11-R3
D40260.03.13-1
D40280.03.13
D42320.08.12

FL16039-R23

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

Standard

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(D) (2020); TAS 114(J) (2011);
UL 1897 (2015)

FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
UL 1897 (2015)

FM 4474(B) (2020)

FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020)

ASTM D1876(2008); TAS 117(B) (1995)
FM 4474(B) (2020)

FM 4474(B) (2020)

FM 4474(C) (2020)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020)

UL 1897 (2015)

FM 4474(B) (2020)

FM 4474(D) (2020)

FM 4474(D) (2020)

UL 1897 (2015)

ASTM D1876(2008)

TAS 117(B) (1995)

FM 4470 (2022); ASTM D413(2017)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(B) (2020); TAS 114(D) (2011)
ASTM D903(2017); TAS 117(B) (1995)
FM 4474(B) (2020); TAS 114(D) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(B) (2020)

FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020); TAS 114(J) (2011)
FM 4474(D) (2020)

FM 4474(D) (2020)

FM 4470 (2022); TAS 114(J) (2011)

FM 4470 (2022); TAS 114(J) (2011)

FM 4470 (2022); TAS 114(J) (2011)
ASTM D 4434 (2021)

TAS 114(D & J) (2011); TAS 114(H)
(1995)

ASTM D 4434 (2021)

TAS 110 (2000)

TAS 110 (2000)

FM 4474(D) (2020); TAS 114(J) (2011)
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Entity Report No. Standard
Trinity ERD (TST6049) D44450.05.13-2 ASTM D 4434 (2021)
LIMITATIONS

1.

s

10.

1.
12.

13.
14.

15.

Fire classification is not within the scope of this evaluation.

The roof deck and the roof deck attachment information are provided based on testing. FBC requirements for
the rational design of the roof deck, including the attachment, are not within the scope of this evaluation.

Foam plastic insulation shall be installed in accordance with the FBC Section 2603.4.

In the HVHZ, fastener spacing for insulation attachment is determined using a Minimum Characteristic Force (F’)
of 275 |bf as demonstrated via testing to TAS 105. If the field tested fastener value is below 275 Ibf, then insulation
attachment shall not be acceptable.

In the HVHZ, fastener spacing for base sheets or membrane attachment shall meet the minimum fastener
resistance value and the MDP for the specified roof system. It is permissible for a qualified professional to submit
a revised fastener spacing utilizing the withdrawal resistance value obtained from TAS 105 testing and
calculations performed in accordance with RAS 117 and/or RAS 137, when the fastener resistance is found less
than required.

In the HVHZ, if mechanical attachment through the lightweight insulating concrete to the structural deck is
proposed, a field fastener withdrawal test shall be conducted in compliance with TAS 105 to determine equivalent
or increased attachment densities. Revised fastener densities shall be submitted utilizing the withdrawal
resistance value obtained from TAS 105 testing and calculations performed in accordance with RAS 117 and/or
RAS 137.

HVHZ: For assemblies containing mechanical attachment, the allowable uplift pressure for the selected assembly
shall meet or exceed the minimum design loads as determined in accordance with the FBC Chapter 16. The
attachment density may be increased by a qualified design professional, as necessary, to meet the design
pressure requirements in the periphery zones. Calculations shall be conducted in compliance with RAS 117
and/or RAS 137.

Non-HVHZ: For assemblies containing mechanical attachment or adhered in ribbon-applied adhesive, the
allowable uplift pressure for the selected assembly shall meet or exceed the minimum design loads as determined
in accordance with the FBC Chapter 16. The attachment density may be increased by a qualified design
professional, as necessary, to meet the design pressure requirements in the periphery zones. Calculations shall
be conducted in compliance with RAS 117, RAS 137, or Section 2.2.10.1 FM LPDS 1-29 (July 2022).

Reroofing applications shall be examined in accordance with FBC Section 1511 outside of the HVHZ and FBC
Section 1521 within the HVHZ. For mechanically fastened roof systems, a field withdrawal resistance test (TAS
105 in the HVHZ; ANSI/SPRI FX-1 or TAS 105 in the non-HVHZ) shall be conducted by a qualified professional
to ensure the fastener meets the minimum design load requirements of the roof system. For adhered roof
systems, a field uplift resistance test (TAS 124 in the HVHZ; ASTM E 907, FM LPDS 1-52, ANSI/SPRI IA-1, or
TAS 124 in the non-HVHZ) shall be conducted to confirm conformance of the existing to the minimum design
loads.

HVHZ: For assemblies containing fully adhered or ribbon adhered attachment, or where extrapolation of the
assembly is not permitted, the MDP for the selected assembly shall meet or exceed the minimum design loads
as determined in accordance with the FBC Chapter 16 without augmentation.

Non-HVHZ: For assemblies adhered in ribbon-applied adhesive, the allowable uplift pressure for the selected
assembly shall meet or exceed the minimum design loads as determined in accordance with the FBC Chapter
16. The attachment density may be increased by a qualified design professional, as necessary, to meet the
design pressure requirements in the periphery zones. Calculations shall be conducted in compliance with Section
2.2.10.1 FM LPDS 1-29 (July 2022).

Installation of the evaluated products shall comply with this report, the FBC, and the manufacturer’s published
application instructions. Where discrepancies exist between these sources, the more restrictive and FBC
compliant installation detail shall prevail.

The minimum roof slope shall be 1/4:12 for new construction.

Fasteners applied in rows may impart concentrated loads to structural components of the building. Designers
should consider the fastener spacing of the roof system in relation to the spacing of structural supports when
selecting a roof system.

FBC Section 1504.3.1.1 is not within the scope of this evaluation.

Materials shall conform to FBC Section 1711 as well as FBC Section 1506 outside of the HVYHZ and FBC Section
1517 within the HVHZ.

All products listed in this report shall be manufactured under a quality assurance program in compliance with Rule
61G20-3.
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COMPLIANCE STATEMENT

This report has been prepared in accordance with F.A.C. Rule 61G20-3.
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CERTIFICATION OF INDEPENDENCE

CREEK Technical Services, LLC does not have, nor will it acquire, a financial interest in any company manufacturing or distributing
products under this evaluation.

CREEK Technical Services, LLC is not owned, operated, or controlled by any company manufacturing or distributing products under
this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any company manufacturing or distributing products
under this evaluation.

Zachary R. Priest, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

APPENDICES

1) APPENDIX A — Installation (10 pages)
2) APPENDIX B — Nomenclature and Approved Assemblies (89 pages)
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INSTALLATION
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TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

APPENDIX A

Note - Refer to the APPROVED ASSEMBLIES section of this report for specific installation details of a selected roof system.

Unless otherwise specified in this report the following installation details shall be met for the named products:

Component

Product

Installation Detail

Fasteners & Plates

Dow ENERFOAM™ Foam Sealant

Dispensed using application gun for 2 full seconds into 7/16-
inch pilot hole drilled to a depth of 2.5-inch; Fasteners installed
within 20-40 seconds after dispensing

Duro-Bond Plate 1302

Duro-Bond PVC IW Plate

3-inch induction welding plate for PVC membranes; welds not
permitted at lap seams

Duro-Last 3-inch Metal Plates

3-inch x 3-inch square; 0.024-inch thick Galvalume steel

Duro-Last #14 Concrete Screw

Min. 1.25-inch penetration into concrete

Duro-Last Cleat Plates

Min. 2 3/8-inch diameter, 0.035-inch thick steel plate with
cleats

Duro-Last Cleat Plate 2.4

Min. 2.4-inch diameter, 0.035-inch thick steel plate with cleats

Duro-Last Duro-Coated Hex Head
Screws

Min. 1.25-inch penetration into concrete

Duro-Last Fluted Concrete Nail

Min. 1.25-inch penetration into concrete

Duro-Last #14 HD Fastener

#14 screw; Min. 1-inch penetration into No. 2 wood truss; Min.
3/4-inch penetration through the top rib of the steel deck or
through wood deck

Duro-Last #15 Extra Heavy Duty Drill
Point Fastener

Duro-Last #15 Heavy Duty Screw
Fastener

Duro-Last #15 XHD Fastener

#15 screw; Min. 3/4-inch penetration through the top rib of the
steel deck or through wood deck

Duro-Last Auger Fastener

Min. 2-inch penetration into substrate

Duro-Last Auger Plates

Min. 2-inch diameter steel plate

Duro-Last Poly-Plate

Min. 2-inch diameter, 0.335-inch thick glass-filed polycarbonate
plate with cleats

Duro-Last Insulation Plate

0.375-inch thick x 3-inch diameter plastic plate

OMG XHD Fastener

#15 screw; Min. 3/4-inch penetration through the top rib of the
steel deck or through wood deck

TRUFAST #15 EHD Fasteners

#15 screw; Min. 3/4-inch penetration through the top rib of the
steel deck or through wood deck

TRUFAST FM-90 Base Sheet Fastener

2.7-inch steel plate with dual grip shanks; Min. 1.7-inch
penetration into substrate;

TRUFAST Twin Loc Coiled Batten Bar

100 ft. long, 1-inch wide, 0.040-inch thick Galvulume coil with
pre-punched holes 3-inch o.c.

TRUFAST DP #12 Fastener

#12 screw; Min. 3/4-inch penetration through the top rib of the
steel deck

TRUFAST 3” Metal Insulation Plate

Min. 3-inch diameter steel plate

TRUFAST Twin Loc-Nail Assembled
Fastener

2.7-inch steel disk with locking staple; Min. 1.8-inch penetration
into substrate

TRUFAST Twin Loc-Nail Batten
Fastener

Locking staple; Min. 1.8-inch penetration into substrate; for use
with TRUFAST Twin Loc Coiled Batten Bar

TRUFAST VERSA-FAST Fastener

Min. 2-inch embedment into LWIC or Gypsum decks

TRUFAST VERSA-FAST Metal Plate

3-inch diameter; 0.017-inch thick Galvalume steel plate with
one (1) center hole and eight (8) equally spaced perimeter
holes for multiple fastening
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APPENDIX A

Component

Product

Installation Detail

Insulation and Cover
Boards

Continuus ReWall Closed Loop Roof
Cover Board with coated fiberglass facer

Min 1/2-inch thick roof board with recycled plastic/cellulose
core and coated fiberglass facer

Continuus Materials Everboard

Min 1/2-inch thick roof board with recycled plastic/cellulose
core and coated fiberglass facer

DEXcell FA Glass Mat Roof Board

Min. 1/4-inch thick gypsum roof board with fiberglass facer

DEXcell Cement Roof Board

Min. 7/16-inch thick cement roof board with glass mesh

Duro-Fast SmartFuse Board

Min. 0.5-inch thick; Min. 90 psi polyisocyanurate board with
coated fiberglass facers and factory applied adhesive that is
thermally activated using the Duro-Fast Volt attachment
machine to bond the board to Duro-Last fleecebacked
membranes; Adhered boards shall be a maximum 4-ft x 4-ft;
Only for use with Duro-Last EV Fleece, Duro-Fleece, and
Duro-Fleece Plus membranes

Duro-Fold Underlayment Board

Min. 0.5-inch thick; Extruded polystyrene (XPS) with
polypropylene facer; Adhered boards shall be a maximum
4-ft x 4-ft

Duro-Guard EPS

Min. 0.5-inch, min. 1.8 pcf EPS (HVHZ) or min. 1.5 pcf EPS
(non-HVHZ); Adhered boards shall be a maximum 4-ft x 4-ft

Duro-Guard EPS Fan Fold

Min. 0.5-inch, min. 1.25 pcf EPS board with polymeric film
facer (non-HVHZ only)

Duro-Guard EPS Fiberglass Facer (FGF)

Min. 0.5-inch, min. 1.8 pcf EPS (HVHZ) or min. 1.5 pcf EPS
(non-HVHZ only) with fiberglass facer; Adhered boards shall
be a maximum 4-ft x 4-ft

Duro-Guard XPS Fan Fold

Min. 0.5-inch thick; Extruded polystyrene (XPS) with polymeric
facer; Adhered boards shall be a maximum 4-ft x 4-ft

Duro-Last Duro-Guard I1SO 1I-A

Duro-Last Duro-Guard I1SO 1I-E2

Duro-Last Duro-Guard I1SO II-G

Duro-Last Duro-Guard ISO II-H

Duro-Last Duro-Guard I1SO IlI-A

Duro-Last Duro-Guard I1SO IlI-E2

Duro-Last Duro-Guard ISO IlI-G

Duro-Last Duro-Guard I1SO IlI-H

Duro-Last Duro-Guard I1SO IV-A

Duro-Last Duro-Guard I1SO Foil

Min. 0.5-inch thick; Min. 20 psi polyisocyanurate board with
various facers; Adhered boards shall be a maximum 4-ft x 4-ft

Duro-Last Duro-Guard ISO HD
Composite

Duro-Last Duro-Guard ISO HD
Composite E2

Min. 2-inch thick composite polyisocyanurate board; Adhered
boards shall be a maximum 4-ft x 4-ft

Duro-Last Duro-Guard ISO HD-A

Duro-Last Duro-Guard ISO HD-E2

Duro-Last Duro-Guard 1ISO HD-G

Duro-Last Duro-Guard ISO HD-H

Min. 0.5-inch thick; Min. 90 psi polyisocyanurate board with
coated fiberglass facers; Adhered boards shall be a maximum
4-ft x 4-ft

Duro-Last Duro-Guard ISO NB-E2

Min. 1.5-inch thick composite polyisocyanurate board; Adhered
boards shall be a maximum 4-ft x 4-ft
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APPENDIX A

Component

Product

Installation Detail

Insulation and Cover
Boards (Cont’d)

Elevate ISOGARD GL

Elevate ISOGARD CG

Min. 0.5-inch thick; Min. 20 psi polyisocyanurate board with
various facers; Adhered boards shall be a maximum 4-ft x 4-ft

Elevate ISOGARD HD

Min. 0.5-inch thick; Min. 80 psi polyisocyanurate board with
various facers; Adhered boards shall be a maximum 4-ft x 4-ft

Elevate ISOGARD HG

Min. 7/16-inch thick oriented strand board factory laminated to
ISOGARD GL

Georgia-Pacific DensDeck, DensDeck
Prime with EONIC™ Technology

Min. 0.25-inch thick gypsum roof board with coated fiberglass
facer;

Georgia-Pacific DensDeck Storm X
Prime

Min. 5/8-inch thick gypsum roof board with coated fiberglass
facer;

JM Invinsa Roof Board

Min. 0.25-inch thick; Min. 150 psi polyisocyanurate with coated
fiberglass facers; Adhered boards shall be a maximum 4-ft x 4-
ft

Insulfoam R-Tech Fan Fold

Min. 0.5-inch ASTM C 578 Type IX (HVHZ) or Type Il (non-
HVHZ) Expanded Polystyrene with polymeric facers; Adhered
boards shall be a maximum 4 ft x 4 ft

Kelly Green Board

Min 1/2-inch thick roof board with recycled material core and
coated fiberglass mat facers

USG SECUROCK Gypsum-Fiber Roof
Board

Min. 0.25-inch thick gypsum roof board with fiber
reinforcement;

USG SECUROCK Ultralight Coated
Glass-Mat Roof Board

Min. 0.25-inch thick gypsum roof board with coated fiberglass

Insulation Adhesive

Duro-Grip CR-20 Adhesive

Apply in 1.5 to 2-inch wide ribbons; Spatter applied at 2.85
Ibs/100ft?

Duro-Grip Insta Stik

Apply in 3/4 to 1-inch wide ribbons

Duro-Grip OlyBond 500

Apply in 3/4 to 1-inch wide ribbons; Spatter applied at
5 |bs/100ft?

Duro-Grip Trufast

Apply in 1 to 2-inch wide ribbons; Spatter applied at 4.5
Ibs/100ft?

Duro-Grip One Step

Apply in 1/2 to 3/4-inch wide ribbons

Millennium PG-1 EF ECO

Apply in 1 to 1.5-inch wide beads; Spatter applied at 6
Ibs/100ft?

Olybond Classic

Applied in 3/4 to 1-inch wide ribbons

Polyset Commerical Roof Adhesive

Apply in 1.5 to 2-inch wide ribbons

Membrane Adhesive

Duro-Fleece CR-20 Membrane Adhesive

Fleeceback products only; Apply in spatter pattern at a rate of
3.5 Ibs/100-ft?

Duro-Fleece Membrane Adhesive

Fleeceback products only; Apply in 3/4-inch wide ribbons
spaced maximum 4-inch o.c.

Duro-Fleece OMG Canister Membrane
Adhesive

Fleeceback products only; Apply in spatter pattern at a rate of
3 Ibs/100-ft?

Duro-Fleece Trufast Membrane
Adhesive

Fleeceback products only; Apply in spatter pattern at a rate of
3 Ibs/100-ft?

Duro-Last SB IV Adhesive

Barebacked products only; Fully adhere at a combined rate
60-ft?/gal (Apply 120-ft¥gal to both membrane and substrate).
Coverage will vary depending on porosity of substrate.

Duro-Last Solvent-Grip Plus Spray
Adhesive

Barebacked products only; Spray-applied in a contact
application method to both the substrate and the underside of
the membrane; total rate of 2.5-3.0 Ib/sq.

Duro-Last Solvent-Grip Spray Adhesive

For use with Duro-Last Membrane, Duro-Last X Membrane,
and Duro-Tuff Membrane only; Spray-applied in a contact
application method at a rate of 3.0 Ib/sq to both the substrate
and the underside of the membrane; total rate of 6.0 Ib/sq.
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APPENDIX A

Component

Product

Installation Detail

Membrane Adhesive
(Cont'd)

Duro-Last WB Il Adhesive

Duro-Last WB Il Adhesive

Fleece backed membranes: Fully adhere at a rate of 100-ft¥gal
to substrate only. Coverage will vary depending on porosity of
substrate.

Barebacked membranes: Fully adhere at a rate of 140-ft%gal to
substrate only. Coverage will vary depending on porosity of
substrate.

Millennium PG-1 EF ECO

Fleeceback products only; Apply in spatter pattern at a rate of
3.5 Ibs/100-ft?

Polyset Commerical Roof Adhesive

Fleeceback products only; Apply in spatter pattern at a rate of
4 Ibs/100-ft?

Single-Ply
Membrane

Duro-Last Membrane

Duro-Fleece Plus Membrane

Min. 1.5-inch welded lap seam for adhered and induction welded
systems; Side-laps shall be installed parallel to the direction of
the wood trusses for mechanically attached systems over wood
decks; Side-laps shall be installed perpendicular to the direction
of the steel deck ribs for mechanically attached systems over
steel deck; For in-lap attachment, the center of the plate shall
be 1 1/4-inch from the tab edge.

Duro-Last X Membrane

Duro-Tuff Membrane

Duro-Fleece Membrane

Min. 4-inch lap for mechanically fastened systems with min. 1.5-
inch welded lap seam; Min. 1.5-inch welded lap seam for
adhered and induction welded systems; Side-laps shall be
installed parallel to the direction of the wood trusses for
mechanically attached systems over wood decks; Side-laps
shall be installed perpendicular to the direction of the steel deck
ribs for mechanically attached systems over steel deck.

Duro-Last EV Membrane

Duro-Last EV Fleece Membrane

Min. 6-inch lap for mechanically fastened systems with min. 1.5-
inch welded lap seam; Min. 1.5-inch welded lap seam for
adhered and induction welded systems; Side-laps shall be
installed parallel to the direction of the wood trusses for
mechanically attached systems over wood decks; Side-laps
shall be installed perpendicular to the direction of the steel deck
ribs for mechanically attached systems over steel deck.

Thermal Barrier

GAF Versashield Solo

For mechanically fastened systems; Min. 4-inch end lap; Min. 2-
inch side lap; Shall be laid perpendicular to the direction of
membrane

Base Plies and
Sheets

Elevate SBS Glass Torch Base

Elevate SBS Premium Poly Base

Elevate SBS Poly Torch Base

Min. 3.4-inch wide side-laps; Min. 6-inch end laps; Side-laps
shall be installed perpendicular to the direction of the steel deck
ribs and parallel to the direction of the wood trusses for
mechanically attached systems

JM PermaPly 28

Min. 3-inch wide side lap

Vapor Barrier

Duro-Last Vapor Barrier

Self-adhered to substrate with Duro-Last VB Primer applied at a
rate of 0.8-1.25gal/100ft%; Min. 3-inch wide side-lap

Duro-Last Torch Down Vapor Barrier

Torched adhered to substrate Duro-Last Torch Down VB Primer
applied at a rate of 0.35-0.6gal/100ft?; Min. 3-inch wide side-lap

Edge Systems

Duro-Last Fascia Bar

Duro-Last Fascia Bar Cover

Duro-Last Fascia

Duro-Last Canted Coping

Duro-Last Flat Coping

Duro-Last Snap Coping

Duro-Last 2-Piece Metal “T-Edge”

Duro-Last Drip Edge

Duro-Last 2-Piece Compression Edge

Designed by others and installed in accordance with Duro-
Last’s current, published installation instructions.

Duro-Last Vinyl Coated Metal

Designed by others and installed in accordance with Duro-Last’s
current, published installation instructions.
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APPENDIX A
Component Product Installation Detail
Edge Systems Duro-Last Gravel Stop
(Contd) Duro-Last Versaterm Edge
Celcore S-1 Deck is treated by applying a continuous film with a broom prior

to placement of the Celcore lightweight concrete

Installed over min. 22 ga., 0.5% vented, B-Deck; Slurry coat

. . min. 1/8-inch thick; 1-inch thick EPS board (1 Ibs/ft®); Min. 2-inch
Cellular Lightweight Celcore MF with HS Rheology Admixture thick top coat; Celcore PVA curing compound applied at rate of
Concrete 300 ft?/gal

Slurry coat min. 1/4-inch thick; Min. 1-inch thick EPS board (1

Elastizell with Zell-Crete Fibers Ibs/ft®); Min. 2-inch top coat

. . Slurry coat min. 1/4-inch thick; Min. 1-inch thick EPS board (1
Cellular Lightweight Concrete Ibs/ft); Min. 2-inch top coat

Insulation/Cover Board Fastening Patterns

Description Fastening Pattern
:
5 per -
4 ft x 8 ft board 2 O
(Max. 6.4ft2 contributory area per fastener)

:
6 per =]
4 ft x 8 ft board - -

—0©

(Max. 6ft2 contributory area per fastener)
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APPENDIX A
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
A Y | 7 |
) b o ®
10 per f— =
4 ft x 8 ft board T O]
+eo ® ® ®
(Max. 3.2ft2 contributory area per fastener)
_ﬂ
ﬁ)ﬁ ® ® ®
12 per
4 ft x 8 ft board o © ©
L@ © © ©
(Max. 2.671ft2 contributory area per fastener)
® ® ® ®
—©) © © ©
16 per
4 ft x 8 ft board 2 o
L@ © © ©
© © ©
= S
(Max. 2.0ft2 contributory area per fastener)
DLR12001.23 FL16039-R23 Page 6 of 10

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK
Technical Services, LLC of any product changes or quality assurance changes throughout the duration for which this report is valid.
This evaluation report does not express nor imply warranty, installation, recommended use, or other product attributes that are not
specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC
CREEK AvpROVED A dba DURO-LAST ROGFING
[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX A
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
18 per
4 ft x 8 ft board
b
(Max. 1.78ft2 contributory area per fastener)
© © ©
(% - ®)]
20 per =
4 ft x 8 ft board o S — & ©
©
?—L © r © @T © ©
© © |
24 per s =
4 ft x 8 ft board 5 " & © @—L ©
é © © © © ©
(Max. 1.33ft2 contributory area per fastener)
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APPENDIX A
Insulation/Cover Board Fastening Patterns
Description Fastening Pattern
O TN OO\t O\ O\ O O\ E
b b = ~ ~ ~ ~
T e OL e o o | © o o o
o~ —
N J |
0 —© ol o ° °
28 per = =
4 ft x 8 ft board N N |
T L
o ! T © | o ° °
N <t
— o~ |
1o © © o' o ©o o o
© I
(Max. 1.1ft2 contributory area per fastener)
© © © © © ©
© © © © © ©
32 per
4 ft x 8 ft board 2 ~
: © © © © © ©
@ ® @ © ©
(Max. 1.0ft2 contributory area per fastener)
Flute Fill Fastening Patterns
Description Fastening Pattern
. ® >
T +
3 per " [ J— ) .
Flute Fill . - ; - © el »
= FS ® —)
l o
¥
(Max. 1.2ft2 contributory area per fastener)
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APPENDIX A
VERSA-FAST Metal plate Fastening Pattern
Description Fastening Pattern
VERSA-FAST
Fasteners located
A 1 on the side of the
[ . plate that is in
3 per Direction of closest proximity
VERSA-FAST fastener row to the weld seam
Plate within lap J . _—
! @®
When weld seam is
present, two VERSA-
A 1 FAST Fasteners shall
| be located on the side
SO . that is in closest
Direction of [ proximity to the weld
3 per fastener row | seam
VERSA-FAST within lap . J =
Plate Alternate
! @
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APPENDIX A
Induction Weld Patterns
Description Fastening Array Repeated Using the Geometric Grid Shown Below
18" —=
w—(@T
2% t @
— 18" —— 18° 4J
1 per 3.00-f ' @ 0
12
|
1 @:)
® @
Q)
—_—
2
S ™ 2" !
@ i @
1 per 4.00-ft?
i
|
@ e O] ' o6
24" @ @
i
® *
1 per 6.00-ft?
DLR12001.23 FL16039-R23 Page 10 of 10

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK
Technical Services, LLC of any product changes or quality assurance changes throughout the duration for which this report is valid.
This evaluation report does not express nor imply warranty, installation, recommended use, or other product attributes that are not
specifically addressed herein.



) AMRIZE BUILDING ENVELOPE LLC
. C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX B
NOMENCLATURE

The following naming conventions are utilized to specify products in the APPROVED ASSEMBLIES section of this report. Refer to the nomenclature below when
deciphering the allowable products for use in the selected roof system. Installation requirements shall be as noted in the APPROVED ASSEMBLIES and INSTALLATION
section of this report.

Name Definition
Avproved Insulation One or more layers or combinations of roofing insulation listed in this report or approved under rule 61G20-3, such as gypsum, perlite, polyisocyanurate,
PP polystyrene, or wood fiberboard. Insulation shall be preliminarily secured unless otherwise noted.
As Tested Information provided to the report user based on the as tested condition of the roof system
CR-20 Duro-Fleece CR-20 Membrane Adhesive; For use with DF or DFP
All decks shall be designed by others in accordance with FBC requirements.
As Tested deck construction details are described as follows:
Concrete Deck : Min. ;= 2,500 psi at 28 days
CWF Deck Min. 2.5-inch thick Tectum | cementitious wood fiber panels
Min. 22 ga (F, = min.33 ksi) Wide Rib Deck (Type WR) conforming to ANSI/SDI-RD1.0 & FBC; 0.5% Vented for LWIC applications
only. The following nomenclature is used to further describe the As Tested condition:
F<#> Number <#> #12-24 HWH self-drilling screws or equivalent fastener at each flute used to secure the deck to
the structural supports; Min. 1/4-inch penetration
G<#> Min. Grade <#> of Steel Deck
Steel Deck L<#> Max. span of <#> ft
P Min. 5/8-inch diameter puddle welds at each flute used to secure the deck to the structural supports
S<#> 1/4 ”-14 HWH x7/8” self-drilling screws or equivalent fastener secured <#>-inch o.c. along the panel side
Deck Detail laps
w 3/4-inch O.D. flat washer used with indicated fastener
HVHZ: Min. 19/32-inch thick 40/20 span rated, CDX plywood or wood plank for new construction
The following nomenclature is used to further describe the As Tested condition:
T<#> Min. <#>-inch thickness of the plywood or wood plank
L<#> Max. span of <#> inches
0.113-<#1>/<#2> 0.113-inch x 2-3/8-inch ring shank nails spaced <#1>-inch o.c. at all intermediate supports and spaced <#2>
Wood Deck .
at the perimeter of each board
8d-<#1>/<#2> 8d ring shank nails spaced <#1>-inch o.c. at all intermediate supports and spaced <#2> at the perimeter of
each board
Hex-<#1>/<#2> 1/4-inch x 2-inch hex wood screws spaced <#1>-inch o.c. at all intermediate supports and spaced <#2> at
the perimeter of each board
Composite panel consisting of min. 19/32-inch plywood sheathing laminated to min. 3-inch Styrofoam brand XPS insulation
Tectum lHIW . . ) " .
laminated to min. 2-inch Tectum | cementitious woodfiber panels
DD Min. 1/4-inch thickness Georgia-Pacific DensDeck
DDP Min. 1/4-inch thickness Georgia-Pacific DensDeck Prime with EONIC™ Technology or Georgia-Pacific DensDeck StormX Prime
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[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Name Definition
DF One ply of any one of the following products: DF50, DF60, or DF80 membranes
DF/SPTB Min. 50mil Duro-Fleece Membrane adher'ed. in Durq-FIegce Trgfast Membrane Adhgsive applied in “spatter” at a rate of 9lbs/100ft? over one ply of
Elevate SBS Poly Torch Base fastened within the min. 4-inch wide, torch adhered, side laps
DFMA Duro-Fleece Membrane Adhesive
DFP One ply of any one of the following products: DFP50 or DFP60 membranes
DFS Duro-Fast SmartFuse Board
DFV Duro-Fast Volt attachment machine to thermally activate and bond the Duro-Fast SmartFuse Board to the named fleecebacked membrane
DG-CR Duro-Grip CR-20
DG-IS Duro-Grip Insta Stik

DG-OB or DG-OB(S)

Duro-Grip OlyBond 500; (S) indicates applied in spatter

DG-TF or DG-TF(S)

Duro-Grip Trufast; (S) indicates applied in spatter

DG-0OS

Duro-Grip One Step

One ply of any one of the following products:

DL 1) DL40, DL50, DL60, or DL80 membranes
2) DLX50, DLX60, or DLX80 membranes
DLX One ply of any one of the following products:
DLX50, DLX60, or DLX80 membranes
DL #15 Duro-Last #15 Extra Heavy Duty Drill Point Fastener or Duro-Last #15 Heavy Duty Screw Fastener

DL Plates & #15 Fasteners

Duro-Last 3” Metal Plates and Duro-Last #15 Extra Heavy Duty Drill Point Fastener or Duro-Last #15 Heavy Duty Screw Fastener for Steel Decks or
Wood Decks

DL Plates & Fasteners

Duro-Last 3” Metal Plates and Duro-Last #14 HD Fastener for Steel Decks or Wood Decks or Duro-Last #14 Concrete Screws for Concrete Decks

DT

One ply of any one of the following products: DT50, DT60, or DT80 membranes

DXF DEXcell FA Glass Mat Roof Board
DXC DEXcell Cement Roof Board
Duro-Bond Duro-Bond Plate 1302 or Duro-Bond PVC IW Plate with Duro-Last #14 HD Fastener for Wood Decks or Steel Decks or Duro-Last #14 Concrete Screw

for Concrete Decks

Duro-Bond #15

Duro-Bond Plate 1302 or Duro-Bond PVC IW Plate and Duro-Last #15 Extra Heavy Duty Drill Point Fastener for Steel Decks or Wood Decks

Duro-Bond IW

Duro-Bond PVC IW Plate and Duro-Last #15 Extra Heavy Duty Drill Point Fastener for Steel Decks or Wood Decks

Duro-Grip

Ribbon adhered with any one of the following products: Duro-Grip CR-20, Duro-Grip Insta Stik, Duro-Grip OlyBond 500, or Duro-Grip One Step

Duro-Guard

One or more layers of the following products: Duro-Guard EPS, Duro-Guard EPS FGF, Duro-Guard ISO II-A, Duro-Guard ISO |I-G, Duro-Guard ISO
II-H, Duro-Guard ISO IlI-A, Duro-Guard ISO IlI-H, Duro-Guard ISO IV-A, or Duro-Guard HD Composite
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APPENDIX B

Name Definition
Duro-Guard Il One or more layers of the following products: Duro-Guard EPS, Duro-Guard ISO II-A, Duro-Guard ISO 1I-G, or Duro-Last Duro-Guard I1SO II-H
EB Everboard
EPS Duro-Guard EPS
EV One ply of any one of the following products: EV50, EV60, or EV80 membranes
EVF One ply of any one of the following products: EVF60 or EVF80 membranes
FGF Duro-Guard EPS Fiberglass Facer (FGF)
HD-A Duro-Guard ISO HD-A
HD-G Duro-Guard ISO HD-G
HD-H Duro-Guard ISO HD-H
HD-I Duro-Guard ISO HD-E2
1-A Duro-Guard I1SO II-A
-G Duro-Guard I1SO II-G
I-H Duro-Guard ISO II-H
11 Duro-Guard ISO II-E2
1I-A Duro-Guard ISO IlI-A
-G Duro-Guard ISO III-G
1-H Duro-Guard ISO IlI-H
Hi-1 Duro-Guard I1SO IlI-E2
IV-A Duro-Guard I1SO IV-A
KGB Kelly Green Board

Poured-in-place; cellular lightweight concrete with encapsulated insulation board; When the MCRF is specified in lieu of a specific manufacturer’s
LwiC cellular lightweight concrete, the MCRF shall be used to demonstrate the suitability of cellular lightweight concrete to receive the specified assembly

to the satisfactory of the Authority Having Jurisdiction.
MCRF Minimum Characteristic Resistance Force as determined by TAS 105 for the named fastener in the selected assembly
MDP Maximum Design Pressure
OMG-C Duro-Fleece OMG Canister Membrane Adhesive; For use with DF or DFP
PCMA Polyset Commercial Roof Adhesive
PG-EE or PG-EE(S) Millennium PG-1 EF ECO; (S) indicates applied in spatter
Preliminarily secured ghall be_ secured with Approved fasteners in plates in accordance with the manufacturer’s installation instructions or Section 2.2.10.1.3 of FM Loss

revention Data Sheet 1-29
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[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Name Definition
Where assemblies are used to recover an existing roof, the existing roof shall consist of only one layer of roofing, i.e. recovering a previously recovered
Recover roof is not permitted. Repover roofing shall be cgnducted ir] qompliange with. FBC .Section 1511 outside .of the HVHZ ar)d FBC Sgc.tion 1521 within
the HVHZ. For mechanically fastened assemblies, the existing roof insulation thickness may be contributory in meeting the minimum insulation
thickness requirements for a given roof system.
SB IV Duro-Last SB IV Adhesive; For use with DL, DT, or EV
SG-SA Duro-Last Solvent-Grip Spray Adhesive; For use with DL or DT
SGP Duro-Last Solvent-Grip Plus Spray Adhesive; For use with DL, DT, or EV
SR USG SECUROCK Gypsum-Fiber Roof Board, Min. 1/4-inch thickness
SU USG SECUROCK Ultralight Coated Glass-Mat Roof Board, Min. 1/4-inch thickness
TFM Duro-Fleece Trufast Membrane Adhesive; For use with DF or DFP
WB I Duro-Last WB Il Adhesive; For use with DF, DFP, DL, DT, EV, or EVF
WB Il Duro-Last WB Ill Adhesive; For use with DF, DFP, DL, DT, or EV
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dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX B
APPROVED ASSEMBLIES

The following notes shall be observed when using the roof system tables below.
1.  MDPs were calculated using a 2:1 margin of safety per FBC Section 1504.9 and 1523.4. MDP shall exceed -45 psf for use in the HVHZ.
2. Refer to LIMITATIONS and NOMENCLATURE sections of this evaluation when using the table(s) below. Items italicized refer to specific nomenclature used in this
report.
3. Refer to INSTALLATION section of this report for installation detail when the information is not explicitly stated for the selected roof system.
4. The on-center (0.c.) spacing given is the maximum allowable attachment spacing for the rated roof system.
5. As Tested information for roof deck construction is provided for information only. The addition of the As Tested deck information does not obviate the
requirement for rational design of the roof deck and roof deck attachment in accordance with FBC requirements.
6. A vapor barrier may be installed direct to deck prior to installing the roof assembly components for following assembly types: C-M-#, C-W-#, G-M-#, LC-M-#,
LS-M-#, S-M-#, S-W-#, W-M-#, and W-W-#.
Steel deck utilized in System Nos. S-A-# shall be ASTM A653, G90 galvanized steel.
For systems C-AM-#, C-M-#, S-AM-#, and S-M-#, it is permissible to install over minimum 200psi, minimum 2-inch FBC approved lightweight insulating
concrete applied over the concrete or steel deck. Alternately, for systems C-AM-#, C-M-#, S-AM-#, and S-M-#, it is permissible to substitute loose fill
insulation (insulation that is part of the load path) with minimum 200psi, minimum 2-inch FBC approved lightweight insulating concrete applied over the
concrete or steel deck. Fasteners shall be installed through the lightweight insulating concrete anchoring into the structural deck.
9. Vapors barriers may be optionally inserted into C-A-# assemblies. The MDP shall be taken as the lesser of the assembly and the chosen vapor barrier
configuration below.

o N

10. As noted in the assemblies tables, DG-CR may be applied in spatter instead of the stated ribbon application under the following conditions:

Primer Vapor Barrier VB Application Insulation Adhesive MDP (psf)
ELASTOCOL 500 Duro-Last Torch Down Vapor Barrier Torch adhered DG-0S 12-inch o.c. -270
ELASTOCOL 500 Duro-Last Torch Down Vapor Barrier Torch adhered DG-0OB 12-inch o.c. -382.5
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered DG-TF 12-inch o.c. -397.5
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered PG-EE 12-inch o.c. -455
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered DG-CR 12-inch o.c. -397.5
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered DG-OB(S) -217.5
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered PG-EE(S) -495
Duro-Last Torch Down VB Primer Duro-Last Torch Down Vapor Barrier Torch adhered DG-TF(S) -465
None Duro-Last Torch Down Vapor Barrier Torch adhered DG-CR 12-inch o.c. -262.5
Duro-Last VB Primer Duro-Last Vapor Barrier Self-adhered PG-EE 12-inch o.c. -90
Duro-Last VB Primer Duro-Last Vapor Barrier Self-adhered DG-0S 12-inch o.c. -172.5
Duro-Last VB Primer Duro-Last Vapor Barrier Self-adhered DG-0OB 12-inch o.c. -187.5
Duro-Last VB Primer Duro-Last Vapor Barrier Self-adhered DG-TF 12-inch o.c -105

a. For Concrete Deck, when adhering coverboard to insulation, insulation to insulation, or insulation direct to Concrete Deck in place of ribbon
application shown in the approved assemblies. Spatter may not be used to adhere direct to a vapor barrier.
b. For Steel Deck, when adhering coverboard to insulation or insulation to insulation

DLR12001.23 FL16039-R23 Page 5 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



—~ CREEK

[APPROVED ASSEMBLIES]

AMRIZE BUILDING ENVELOPE LLC
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PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Roof System Numbers and Definitions
C-A-# Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
C-AM-# Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing, or Recover)
C-M-# Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
C-W-# Induction Welded Assemblies over Concrete Deck (New, Exiting, or Recover)
CW-A-# Assemblies with All Layers Adhered over CWF Deck (New or Existing)
CW-M-# Mechanically Fastened Assemblies over CWF Deck (New, Existing, or Recover)
G-A-# Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
G-M-# Mechanically Fastened Assemblies over Poured Gypsum Deck (New or Existing)
LC-A-# Lightweight Concrete Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
LC-M-# Mechanically Attached Lightweight Insulating Concrete Assemblies over Concrete Deck (New or Existing)
LS-A-# Lightweight Concrete Assemblies with All Layers Adhered over Steel Deck (New or Existing)
LS-M-# Mechanically Attached Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
R-A-# Recover Assemblies with All Layers Adhered
R-AM-# Recover Assemblies with Adhered Membranes
R-M-# Mechanically Fastened Recover Assemblies
R-W-# Induction Welded Recover Assemblies
S-A-# Assemblies with All Layers Adhered over Steel Deck (New or Existing)
S-AM-# Assemblies with Adhered Membranes over Steel Deck (New, Existing or Recover)
S-M-# Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
S-W-# Induction Welded Assemblies over Steel Deck (New, Existing, or Recover)
T-A-# Assemblies with All Layers Adhered over Tectum IlIW Deck (New or Existing)
T-M-# Mechanically Fastened Assemblies over Tectum IlIW Deck (New, Existing, or Recover)
W-A-# Assemblies with All Layers Adhered over Wood Deck (New or Existing)
W-AM-# Assemblies with Adhered Membranes over Wood Deck (New, Existing or Recover)
W-M-# Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
W-W-# Induction Welded Assemblies over Wood Deck (New, Existing, and Recover)
WS-A-# Assemblies with All Layers Adhered over Wood Structural Insulation Panels (New or Existing)
WS-M-# Mechanically Fastened Assemblies over Wood Structural Insulation Panels (New, Existing, or Recover)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
FGF, II-A, 1I-G, II-H,
C-A-1 Min. 0.5-inch Duro-Grip ribbon adhered 1I-A, llI-H, HD-A, Duro-Grip ribbon adhered DL, DT, EV, DF, WB II, WB Ill, SB IV, -60
Duro-Guard Il 12-inch o.c. HD-G, HD-H, DDP, 12-inch o.c. DFP, or EVF PG-EE, or CR-20 (Lim. 9)
or SR
. . CR-20, OMG-C, PG-EE
Min. 1.5-inch DL, DT, EV, DF, ‘ 4 ! -60
C-A2 o DG-0S(S). DXC DG-0S(S) DFP. or EVF SB 1V, sMc/;g,l ITFM, or (Lim. 9)
OPTIONAL
Min. 1.5-inch
PG-EE PG-EE -67.5
C-A3 | EPS II-A IFH, 1 i o adhered 12-inch o.c. FGF ribbon adhered 12-inch o.c. | PF PFP, or EVF PG-EE (Lim. 9)
111, 111-A, lI-H or
-1
Self-adhered over deck
C-A-4 | Duro-LastVapor | 5noq with Duro-Last VB ; ; DF or DFP CR-20 -72.5
Barrier Pri (Lim. 9)
rimer
OPTIONAL
Min. 1.5-inch /I-A,
. . 11-H, 111, 111-A, 11I-H,
C-AS M- /1/}?/_m0h ribbon adhLe)ri-dTTZ-inch oc or lil-l; “or ribbon adhEe)rGe-deZinch oc. | PF DFP or EVF TFM (Li-r?10 9)
| bxc, bxF, DDP, -C- :
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch /1A,
cAg | Min.15inch DG-TF I1-H, lll-A, o lll-H: DG-TF DL, DT, EV, DF, | op (VRao OMOC | -9
-1 ribbon adhered 12-inch o.c. or DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF ’ or ,WB Il ’ ’ (Lim. 9)
HD-A, HD-H, or SR
1025
C-AT - - - - DL SB IV (Lim. 9)
OPTIONAL
Min. 1.5-inch /I-A,
Min. 1.5-inch DG-CR I-H, I A, DG-CR oL, o7, EV, DF, | ©R;20 OMG-C, PG-EE 1 445
C-A8 11-H or II-] ribbon adhered 12-inch o.c -4, or llI-1; or ribbon adhered 12-inch o.c DFP, or EVF SBIV, SGP, TFM, or (Lim. 9)
-ror i - | Dbxc, bxF, DDP, - -C- ' WB I :
HD-A, HD-H, HD-I,
or SR
Min. 1.5-inch DG-CR . . DG-CR CR-20, OMG-C, TFM, or 105
C-A9 I1-H or II-1 ribbon adhered 12-inch o.c. | M- 1:5-nch FGF | i1 o1 adhered 12-inch o.c. | PF DFP or EVF WB Il (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 105
C-A-10 I1-1 ribbon adhered 12-inch o.c. Ssu ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20 or WB II (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 105
C-A-11 I1-1 ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20or WB I (Lim. 9)
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[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL
Min. 1.5-inch DG-CR L DG-CR CR-20, OMG-C, TFM,or | -112.5
C-A12 | 1A 1lI-A, lI-H, | ribbon adhered 12-inch o.c. | Min-1:54nch FGF 1 o on adhered 12-inch o.c. | PF PFP. or EVF WB Il (Lim. 9)
or Ill-1
OPTIONAL
Min. 1.5-inch /I-A,
caq3 | Min 15inch DG-CR I1-L, H1-A, 1I-H, or DG-CR pL, o7, EV, OF, | ©RZ0 OMGCEGEE 1 4125
1I-A ribbon adhered 12-inch o.c. llI-I; or DXC, DXF, ribbon adhered 12-inch o.c. DFP, or EVF ’ WB ’Il ’ (Lim. 9)
DDP, HD-A, HD-H,
HD-I, or SR
Min. 1.5-inch DG-CR DG-CR 1125
C-A-14 l-Hor 1| ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch 0.c. | PF DFP, or EVF CR-20 or WB Il (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 1125
C-A1S l-Hor 1| ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch 0.c. | PF DFP, or EVF CR-20 or WB Il (Lim. 9)
OPTIONAL
Min. 1.5-inch /I-A,
o 11=H, 111, 1A, H1-H,
Min. 1.5-inch PG-EE ML, A, THH, PG-EE 1125
C-A-16 . . or MMI-l; or . . DF, DFP, or EVF PG-EE or TFM .
-1 ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c. (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
OPTIONAL
Min. 1.5-inch /I-A,
o I1-H, 111, ll1-A, or
C-A-17 M- ;/-SI-InCh ribbon adhere-dTTZ-inch oc. | M-H; or DXC, DXF, | pon adhnge-dTQ:Z-inch oc. | PF DFP or EVF PG-EE or TFM (I-_1|r1n2 -g)
| "ppp, EB, HD-A, C. '
HD-H, HD-I, KGB, or
SR
Min. 1.5-inch 1IA,
caqs | Min 1.5inch PG-EE or DG-TF II-H, lll-A, o lll-H: PG-EE or DG-TF DL DT, EV, DF, | o5 Voo QMOC | 1125
1I-1 ribbon adhered 12-inch o.c. or DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF ’ or ,WB Il ’ ’ (Lim. 9)
HD-A, HD-H, or SR
Min. 1.5-inch PG-EE PG-EE 1125
il I1-1 ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | Pb PT. orEV S8 iVor SGR (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 1125
C-A-20 I1-1 ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WB II (Lim. 9)
1275
C-A-21 - - ; - DL wa Ii L 9)
OPTIONAL
Min. 1.5-inch PG-EE Min. 1.5-inch PG-EE CR-20, OMG-C, TFM,or | -127.5
C-A22 | Eps IIA, II-H, | ribbon adhered 12-inch o.c. FGF ribbon adhered 12-inch o.c. | PF PFP. or EVF WB Il (Lim. 9)
HI-A, 1-H, or I1i-]
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APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL
Min. 1.5-inch PG-EE Min. 1.5-inch PG-EE -127.5
C-A-23 EPS, II-A, ll-H, | ribbon adhered 12-inch o.c. FGF ribbon adhered 12-inch o.c. DLor DT SG-SA (Lim. 9)
I-A, Ill-H, or IlI-1
Min. 1-inch . OPTIONAL ]
C-A-24 EPS, II-A, or ribbon adaﬁe’rr(;ﬁrg’-inch o.c (except EPS) ribbon ad?\LéZZ;:IG{IZp-inch o.c DF or DFP CR-20 (L-i::59)
1I-G o DXC or DXF o i
Min. 1-inch . OPTIONAL ]
C-A25 | EPSIFAII-G, | ppon adel[é:?a;jG;g)-inch 0.c (except EPS) ribbon adEI)wlécZIjG;lzp-inch oo | DEe O WB I, SB IV, or TFM (L-i:'n::%)
1I-H T DXC or DXF T )
Min. 0.5-inch
DG-IS -135
C-A-26 Fﬁ_/;\or ribbon adhered 12-inch o.c. ) B DF or DFP CR-20 (Lim.9)
C-A-27 Min. 0.5-inch DG-IS _ _ DL, DT, EV, DF, WB I, SB IV, SG-SA, or -135
FGF, II-A, or II-H | ribbon adhered 12-inch o.c. DFP, or EVF TFM (Lim.9)
Min. 0.5-inch DG-IS -135
C-A-28 l-Aorll-H | ribbon adhered 12-inch o.c. - - DL, DT, or EV SGP (Lim. 9)
cAze | Min. 05inch DG-IS ) ) DL DT,EV,DF, | W81 SBIV, SC-8A4 | 1425
1I-G ribbon adhered 12-inch o.c. DFP, or EVF ’ CR-2b ! (Lim. 9)
Min. 1.5-inch lI-A,
1I-H, 1I-1, 1lI-A, 1lI-H,
Min. 1.5-inch PG-EE or lll-I; or PG-EE -142.5
C-A-30 EPS ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c. | PF PFP. or EVF PG-EE (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch lI-A,
C-A-31 Min. 1.5-inch PG-EE II-A, or lll-H; or PG-EE DL, DT, EV, DF, OMG-C, SB IV, SGP, -142.5
EPS ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c DFP, or EVF TFM, or WB Il (Lim. 9)
HD-A, HD-H, or SR
Min. 1.5-inch PG-EE PG-EE -142.5
C-A-32 EPS ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | Db PTorEV SB IV or SGP (Lim. 9)
Min. 1.5-inch PG-EE PG-EE -142.5
C-A-33 EPS ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20 or WB Il (Lim. 9)
OPTIONAL
Min. 1.5-inch DG-CR Min. 1.5-inch ll-A, DG-CR oL, o7, EV,DF, | ©R;20 PG-EE OMG-C, 1 4455
C-A-34 H-H ribbon adhered 12-inch o.c. | O MFH: or DXC, 4 i 1 adhered 12-inch o.c DFP, or EVF SB IV, SGP, TFM, or (Lim. 9)
e DXF, DDP, HD-A, e ! WB Il :
HD-H, HD-I, or SR
Min. 0.5-inch DG-OS or PG-EEribbon -150
C-A-35 I1-A adhered 12-inch o.c. - - DF or DFP CR-20 (Lim. 9)
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[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
oAz | _Min 05inch DG-0S ] ] DL, DT, EV, DF, | WB1, SBIV, SG-SA, or | -150
FGF, II-A, or lI-H | ribbon adhered 12-inch o.c. DFP, or EVF TFM (Lim. 9)
Min. 0.5-inch DG-OS or PG-EE -150
C-A-37 l-A orll-H | ribbon adhered 12-inch o.c. - - DL, DT, or EV SGP (Lim. 9)
Min. 1.5-inch /I-A,
1I-H, IllI-A, 1lI-H, or
Min. 1.5-inch PG-EE II-I; or PG-EE -150
C-A-38 I-H ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c. | PF PFP, or EVF PG-EE (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
OPTIONAL
i Min. 1.5-inch lI-A, i
Min. 1.5-inch DG-TF(S), DG-EE(S); I1-H, 111-A, or I1-H- DG-TF(S), DG-EE(S); -150
C-A-39 or DG-TF or DG-TF DF, DFP, or EVF PG-EE or TFM R
ll-A or II-H ribbon adhered 12-inch o.c. | ODXC DXF, DDP, | i 1 adhered 12-inch o.c (Lim. 9)
e EB, HD-A, HD-H, e
HD-I, KGB, or SR
. Min. 1.5-inch lI-A, .
ca40 | Min 1.5inch DG-TF(S) DE-EE(S): I1-H, 1l1-A, or I1I-H: DG-TF(S) DEEES) | L, DT, EV, F, | SBIV, SGP, SG-SA, TAM, | -150
ll-A or II-H ribbon adhered 12-inch o.c or DXC, DXF, DDP, ribbon adhered 12-inch o.c DFP, or EVF orWBII (Lim. 9)
o HD-A, HD-H, or SR T
OPTIONAL
cadt | ha PG-EE DXF PG-EE DL DT, EV, DF, | 0 Sh vy, | 150
! ’ ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. DFP, or EVF ! ’ ! (Lim. 9)
1I-A, lI-H, or or WB Il
1l-1
OPTIONAL
Min. 1.5-inch Min. 1.5-inch
C-A-42 I-A, IH, ribbon adherad 12-nch o, | IFA IFAOT Ik or | s inch o, | DL DT.orEV SGP (L-i:t?oQ)
1I-A, IlI-H, or o DDP o '
1I-1
OPTIONAL
Min. 1.5-inch Min. 1.5-inch
A I-A, 1I-H, ribbon adhigcf 1E2-inch oc. | A TFHOr A of - hon adhgi_dE I1:_2-inch 0c DL or DT SG-5A (L-i1r:09)
1I-A, llI-H, or e DXC e '
1I-1
Min. 1.5-inch PG-EE PG-EE -150
C-A-44 I1-H ribbon adhered 12-inch o.c. Ssu ribbon adhered 12-inch o.c. | Pt PTorEV SB IV or SGP (Lim. 9)
Min. 1.5-inch PG-EE PG-EE -150
C-A-45 I1-H ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WB II (Lim. 9)
C-A-46 Min. 1.5-inch PG-EE } ; DL, DT, EV, DF, PG-EE, SB IV, SGP, -150
1I-H ribbon adhered 12-inch o.c. DFP, or EVF SG-SA, TFM, or WB Il (Lim. 9)
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APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL
Min. 1.5-inch PG-EE Min. 1.5-inch PG-EE -165
C-A-47 II-A, llI-A, IlI-H, | ribbon adhered 12-inch o.c. HI-A or llI-H ribbon adhered 12-inch o.c. DLor DT SG-SA (Lim. 9)
or /ll-
OPTIONAL
. Min. 1.5-inch llI-A, .
Min. 1.5-inch DG-TF(S), DG-EE(S); or lll-H; or DXC, DG-TF(S), DG-EE(S); -165
C-A-48 or DG-TF or DG-TF DF, DFP, or EVF PG-EE or TFM .
Hi-H ribbon adhered 12-inch o.c DXF, DDP, EB, HD- ribbon adhered 12-inch o.c (Lim. 9)
e A, HD-H, HD-I, e
KGB, or SR
. Min. 1.5-inch llI-A, .
CAgg | Min. 1.5inch DG-TF(S) DO-EE(S) or /ll-H: or DXC, DG-TF(S) DOEE®): | b1, b1, EV, DF, | CR-20, OMG-C, SB IV, 165
I-H . . DXF, DDP, HD-A, . . DFP, or EVF TFM, or WB Il (Lim. 9)
ribbon adhered 12-inch o.c. HD-H. or SR ribbon adhered 12-inch o.c.
Min. 1.5.nch DG-TF(S), DG-EE(S): Min. 1.5-inch /1I-H; DG-TF(S), DG-EE(S): 165
C-A-50 .III.-H or DG-TF or DDP, HD-A, or DG-TF DL, DT, EV SG-SA or SGP (Lim. 9)
ribbon adhered 12-inch o.c. HD-H, or SR ribbon adhered 12-inch o.c. i
Min. 0.5-inch DG-0OB HD-H, llI-A, Ill-H, DG-0OB -172.5
C-A-51 EPS, II-A, ll-H | ribbon adhered 12-inch o.c. DDP, or SR ribbon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
Min. 0.5-inch DG-0OB HD-H, llI-A, Ill-H, DG-0OB DL, DT, EV, DF, -172.5
C-A82 | Eps jip, I1-H | ribbon adhered 12-inch o.c. |  DDP, SR FGF | ribbon adhered 12-inch o.c. |  DFP, 'or EVF WBII, SB IV, or OMG-C |\, g)
Min. 0.5-inch DG-0OB DG-0OB -172.5
C-A53 | £pg ji-p, 11-H | ribbon adhered 12-inch o.c. | P+ DDP.or SR 1o adhered 12-inch o.c. | Pb PT-o"EV SGP (Lim. 9)
Min. 0.5-inch DG-0OB DG-0OB -172.5
C-A84 | Eps JI.A, I1-H | ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | Pb PT. orEV S8 iVor SGR (Lim. 9)
Min. 0.5-inch DG-0OB DG-OB -172.5
C-A85 | £ps JiA, 11-H | ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-200r WBi (Lim. 9)
Min. 0.5-inch DG-0S 1725
C-A56 -G ribbon adhered 12-inch o.c. - - DF or DFP CR-20 (Lim. 9)
casr | oAl DG-TF DXE DG-TF DL DT,EV,DF, | CR-20, PG-EE, SBIV, | -172.5
EPS 6r HI-A ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB 11 (Lim. 9)
C-A-58 Min. 1.5-inch PG-EE ) } DL, DT, EV, DF, CR-20, OMG-C, PG-EE, -172.5
11I-A or IlI-H ribbon adhered 12-inch o.c. DFP, or EVF SB IV, TFM, or WB Il (Lim. 9)
Min. 1.5-inch lI-A,
OPTIONAL II-A, llI-H, or lI-I;
C-A59 Min. 1.5-inch ribbon adh’:rGe-dE 1EZ-inch o.c or DXC, DDP, EB, ribbon adh’ZrGe-dE1E2-inch oc. | DF DFP or EVF PG-EE (;_13112.3)
1I-A or IlI-H e HD-A, HD-H, HD-I, e :
KGB, or SR
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
Min. 1.5-inch TI-A,
caco | oAl PG-EE III-A, or lll-H; or PG-EE DL, DT,EV,DF, | CR-20,OMG-C, SBIV, | -172.5
III-A o'r -H ribbon adhered 12-inch o.c. DXC, DDP, HD-A, ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
HD-H, or SR
Min. 1.5-inch PG-EE PG-EE 725
C-A-61 I-A or 1ll-H | ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | Pb PT orEV SB IV or SG-SA (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 1725
C-A-62 1I-A or llI-H ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | PP DFP, or EVF CR-20 or WB Il (Lim. 9)
Min. 0.5-inch DG-CR -180
C-A63 | EGF 11, or lI-H | ribbon adhered 12-inch o.c. - - DF or DFP CR-20 (Lim. 9)
Min. 0.5-inch DG-CR DL, DT, EV, DF, -180
C-A-64 I1-A ribbon adhered 12-inch o.c. - - DFP, or EVF WB I or SB IV (Lim. 9)
OPTIONAL
Min. 0.5-inch DG-CR DG-CR -180
C-A65 | FGF I, II-H, | ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20 or WBII (Lim. 9)
or lll-A
OPTIONAL
Min. 0.5-inch DG-CR DG-CR -180
C-A66 | FGF Il II-H, | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20 or WB II (Lim. 9)
or l-A
OPTIONAL —
C-A67 | Min.154inch | . L G'E’fz o Min. 1-&-inch - DL, DT, or EV sGP 180
1A or ll1-1 ribbon adhered 12-inch o.c. - (Lim. 9)
Min. 1.5-inch /I-A or
OPTIONAL
PTION PG-EE J1I-1; or DXC, DDP, PG-EE -180
C-A-68 MI',r_‘A16f',',rl‘_7h ribbon adhered 12-inch o.c. | EB, HD-A, HD-H, | ribbon adhered 12-inch o.c. | DF DFF or EVF PG-EE (Lim. 9)
HD-I, KGB, or SR
CA6O ﬁﬁﬂ%’jﬁé‘h PG-EE Or“"g;g%g,‘;h ﬂﬁiﬁ\ PG-EE DL, DT, EV,DF, | CR-20,0MG-C, SB1V, -180
”_/'4 o.r 11l ribbon adhered 12-inch o.c. HD:H orySR > | ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB 11 (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 180
C-A-70 1A ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. | Pb PT. orEV S8 [Vor SG-5A (Lim. 9)
Min. 1.5-inch PG-EE PG-EE -180
C-A-T1 II-A ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20 or WB Il (Lim. 9)
OPTIONAL —
. . PG-EE Min. 1.5-inch -187.5
C-A-72 | Min. ;,5"”"“ ribbon adhered 12-inch o.c. 1l-1 - DF, DFP, or EVF PG-EE (Lim. 9)
OPTIONAL DXC, DDP, EB,
C-A73 | Min. 154nch | PG-EE HD-A, HD-H, HD-l, | PG-EE DF, DFP, or EVF PG-EE -187.3
I ribbon adhered 12-inch o.c. KGB. or SR ribbon adhered 12-inch o.c. (Lim. 9)

DLR12001.23

FL16039-R23

Page 12 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.




TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment I(\/IES);)D
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL
C-A-74 Min. 1.5-inch . PG-EE ' DXC, DDP, HD-A, . PG-EE . DL, DT, EV, DF, CR-20, OMG-C, SB IV, -1_87.5
) II}-I ribbon adhered 12-inch o.c. HD-H, or SR ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
OPTIONAL
. ) PG-EE DXC, HD-A, HD-H, PG-EE -187.5
C-A-T5 Min. 11”_5/-|nch ribbon adhered 12-inch o.c. or SR ribbon adhered 12-inch o.c. DL, DT, or EV SGP (Lim. 9)
OPTIONAL
. . PG-EE DDP, HD-A, HD-H, PG-EE -187.5
C-A-76 Min. ;Iii'lnCh ribbon adhered 12-inch o.c. or SR ribbon adhered 12-inch o.c. DL, DT, or EV SG-SA (Lim. 9)
OPTIONAL
. . PG-EE PG-EE -187.5
C-A-T7 Min. I1/f/—|nch ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
OPTIONAL
. . PG-EE PG-EE -187.5
C-AT8 | Min. 1Eneh 1 ripbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | OF DFP: or EVE CR-20 or WB I (Lim. 9)
OPTIONAL
Min. 1 5inch DG-TF(S), DG-EE(S); Min. 1.5-inch /lI-A; DG-TF(S), DG-EE(S); 1875
C-A-79 .I/I.-A or DG-TF or DXC, DDP, EB, or DG-TF DF, DFP, or EVF PG-EE or TFM (Lim '9)
ribbon adhered 12-inch o.c. HD-A, HD-H, HD-I, ribbon adhered 12-inch o.c. '
KGB, or SR
Min. 1 5nch DG-TF(S), DG-EE(S); Min. 1.5-inch /lI-A; DG-TF(S), DG-EE(S); DL DT, EV, DF, CR-20, OMG-C, SB IV, 1875
C-A-80 IIi-A or DG-TF or DDP, HD-A, or DG-TF DFP, or EVF TEM, or WB II (Lim. 9)
ribbon adhered 12-inch o.c. HD-H, or SR ribbon adhered 12-inch o.c. i ! )
) ) DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S);
cagt | Mn 15dneh or DG-TF gt or DG-TF DL or DT SG-SA (ﬂﬁ;"g)
ribbon adhered 12-inch o.c. ' 0 ribbon adhered 12-inch o.c. i
Vi 1.5.mah DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 1875
C-A-82 HI-A or DG-TF HD-A, HD-H, or SR or DG-TF DL or DT SGP (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. i
Min. 0.5-inch DG-0S DG-0S -195
C-A-83 I-G ribbon adhered 12-inch o.c. SR ribbon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
Min. 0.5-inch DG-0S DG-0S DL, DT, EV, DF, -195
C-A-84 I-G ribbon adhered 12-inch o.c. SR or FGF ribbon adhered 12-inch o.c. |  DFP, or EVF WB I, SBIV, or OMG-C | | i "g)
Min. 0.5-inch DG-0S DG-0S -195
. I-G ribbon adhered 12-inch o.c. SR ribbon adhered 12-inch o.c. | Pb PT. orEV SGP (Lim. 9)
Min. 0.5-inch DG-0OB -195
C-A-86 I-A ribbon adhered 12-inch o.c. - - DF or DFP CR-20 (Lim. 9)
C-A-87 Min. 0.5-inch DG-0OB _ B DT, DF, EV, WB Il (Fleece only), -195
FGF, II-A, or lI-H | ribbon adhered 12-inch o.c. DFP, or EVF SB IV, or SGP (Lim. 9)
Min. 0.5-inch DG-0OB DG-OB -195
C-A88 | £ps JI.A orll-H | ribbon adhered 12-inch o.c. | PPP FA 0" SR | yon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
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APPENDIX B
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Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment I(\/IES);)D
) Vapor Barrier (Note 10) (Note 10) P
Min. 0.5-inch DG-OB DDP, FGF, DG-OB DL, DT, EV, DF, 195
C-A89 | Eps J1.A, or ll-H | ribbon adhered 12-inch o.c. II-A, or SR ribbon adhered 12-inch o.c. |  DFP, or EVF WBII, SB IV, or OMG-C | |, "9
Min. 0.5-inch DG-OB DG-OB 195
C-A0 | £pg 11, or ll-H | ribbon adhered 12-inch o.c. SR ribbon adhered 12-inch o.c. | Db PTOrEV SGP (Lim. 9)
Min. 0.5-inch DG-OB DG-OB 195
C-A91 | Eps I, or II-H | ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | Pb PTorEV SB[V or SGP (Lim. 9)
Min. 0.5-inch DG-OB DG-OB 195
C-A92 | Eps II-A or II-H | ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch 0.c. | PF DFP, or EVF CR-20 or WB Il (Lim. 9)
PG-EE 195
C-A-93 i i EB ribbon adhered 12-inch o.c. | PF DFP, or EVF PG-EE (Lim. 9)
caos | Min 05nch DG-0S ) - DL DT.EV,DF, | WBI, SBIV, SG-SA or | 2025
-G ribbon adhered 12-inch o.c. DFP, or EVF SGP (Lim. 9)
A0 - - DDP, HD-A, o PG-EE DL, DT, EV,DF, | OMG-C, SBIV, SG-SA, | -2025
HD-H ribbon adhered 12-inch o.c. DFP, or EVF PG-EE, or WB Il (Lim. 9)
OPTIONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); DL DT EV DF | CR20 OMG<C PGEE | o, s
C-A96 | Min. 1.5-inch or DG-TF DDP or DG-TF DFp o Eve | | SBIV.SG-SA TRMor | 20
EPS ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. ! WB Il i
CAo7 ) - D PG-EE DL, DT, EV, DF, | CR-20, OMG-C, PG-EE, 210
ribbon adhered 12-inch o.c. DFP, or EVF SB IV, TFM, or WB Il (Lim. 9)
OPTIONAL DG-OB DG-OB 210
C-A-98 II-A ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20 (Lim. 9)
oPTONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 210
C-A-99 1. or DG-TF su or DG-TF DF, DFP, or EVF CR-20 ;
EPS, 1A, It | o adhered 12-inch o.c ribbon adhered 12-inch o.c (Lim. 9)
I1-1, 111-A, or lI-H C. C.
OPTIONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); oL DT £v DF. | CR20 OMGGC PGEE, | .
C-A-100 | Min. 1.5-inch or DG-TF SR or DG-TF DFp o Eve | SBIV. SG-A SGP, TAM, | 270
EPS ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. g or WB Il i
OPTIONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); DL, DT,EV,DF, | CR-20, OMG-C, PG-EE, | -217.5
C-A-101 | Min. 1.5-inch or DG-TF HD-H or DG-TF o OT eV D R20 OMG-C Pee o)
EPS ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. ’ ! ! i
Min. 1.5-inch DG-CR DXC, DDP, HDA, DG-CR PG-EE, CR-20, OMG-C, | 2175
C-A-102 1I-1, 1lI-A, or lll-] ribbon adhered 12-inch o.c. HD-H, or SR ribbon adhered 12-inch o.c. DF, DFP, or EVF TFM, or WB 1] (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 2175
C-A-103 | 111" Ji1.A, or 11| ribbon adhered 12-inch o.c. DXF ribbon adhered 12-inch o.c. | PF PFP. or EVF | PG-EE, CR-20,or TFM | i1, 'g)
Min. 1.5-inch DG-CR DG-CR 2175
C-A-104 | 111 "Ji1.A, or 111 | ribbon adhered 12-inch o.c. DXF ribbon adhered 12-inch o.c. | PF PFP. or EVF | PG-EE, CR-20,or TFM | ;1 'g)
Min. 1.5-inch DG-CR OPTIONAL DG-CR PG-EE, CR-20, OMGC, | -2175
C-A-105 IH-A ribbon adhered 12-inch o.c. | Min. 1.5-inch /ll-A | ribbon adhered 12-inch o.c. | PF DFP or EVF or WB I (Lim. 9)
DG-CR 225
C-A-106 - - bXxr ribbon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
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TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment I(\/IES);)D
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL DG-0OB or DG-OS ribbon DG-0OB or DG-0OS -225
C-A-107 I1-A adhered 12-inch o.c. DxF ribbon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
Min. 1.5-inch DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); DL, DT,EV,DF, | CR-20, OMG-C, PG-EE, 225
C-A-108 EPS or DG-TF bxc or DG-TF DFP, or EVF TFM, or WB Il (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. ! ’ i
) ; DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); CR-20, OMG-C, PG-EE,
C-A-109 | Min. ,:Jlfs"”Ch or DG-TF HD-A or DG-TF DBFEI’,T’O’f ‘E_’Vi’: » | sBIV, SG-3A, SGP, TFM, (L-i2n359)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. ’ or WBII )
Min. 1 5-inch DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 225
C-A-110 'eps or DG-TF EB, KGB, or HD-I or DG-TF DF, DFP, or EVF PG-EE or TFM (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. )
Min. 1.5-inch DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 225
C-A-111 'eps or DG-TF SuU or DG-TF DL, DT, or EV SB IV or SGP (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. )
Min. 1.5-inch DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 225
C-A-112 'eps or DG-TF SuU or DG-TF DF, DFP, or EVF wB Il (Lim. 9)
ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. i
l\jl)if]’q%’_‘:n”‘é-h DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S); 255
C-A-113 1A L or DG-TF SuU or DG-TF DF, DFP, or EVF SB IV (Lim. 9)
, A ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. )
II-A, or IlI-H
C-A-114 . i DOP DG-CR DL, DT, EV, DF, PG-EE, CR-20, SB 1V, -225
ribbon adhered 12-inch o.c. DFP, or EVF SG-SA, TFM, or WB Il (Lim. 9)
CAATS ) ) oxC b G'T’; (rsé g %':EE(S)" DL, DT.EV,DF, | CR-20, OMG-C, PG-EE, | -232.5
ibbon adhered 12-inch o.c. DFP, or EVF TFM, or WB I (Lim. 9)
DG-TF(S), DG-EE(S); CR-20, OMG-C, PG-EE,
C-A-116 ; ; HD-A or DG-TF DBF%T’O’E Z_’VDFF ’ SB IV, SGP, TFM, or (I'_";ﬁf'g)
ribbon adhered 12-inch o.c. i WB Il )
DG-CR -240
C-A-117 - - DXF ibbon adhered 12-inch o.c. | DF: DFP. or EVF PG-EE or TFM (Lim. 9)
PG-EE -247.5
C-A-118 - - KGB ribbon adhered 12-inch o.c. | PF PFP, or EVF PG-EE (Lim. 9)
N OPTIONAL ASTM D 312, Type IV ASTM D 312, Type IV i -255
C-A-119 I-A hot asphait DXF hot asphait DF or DFP CR-20 (Lim. 9)
PG-EE DL, DT, EV, DF, CR-20, OMG-C, PG-EE, -255
C-A-120 - - DXCor SR ribbon adhered 12-inch o.c. |  DFP, or EVF TFM, or WB Il (Lim. 9)
PG-EE 255
C-A-121 - - SR ribbon adhered 12-inch o.c. | Pb PT. orEV SBIV (Lim. 9)
OPTIONAL DG-OB DG-OB 255
C-A-122 1I-A ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | Db PTorEV SB IV or SGP (Lim. 9)
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TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment I(\/IES);)D
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL DG-0OB DG-0OB -255
C-A-123 I1-A ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | PF PFP, or EVF wali (Lim. 9)
DG-TF(S), DG-EE(S); 277.5
C-A-124 - - KGB or DG-TF DF, DFP, or EVF TFM (Lim '9)
ribbon adhered 12-inch o.c. )
Min. 1.5-inch DG-TF, DG-OB or DG-OS -300
C-A-125 I1-A ribbon adhered 12-inch o.c. - - DLor DT SG-SA (Lim. 9)
DG-CR -300
C-A-126 - - HD-A ribbon adhered 12-inch o.c. DF, DFP, or EVF CR-20, TFM, or WB Il (Lim. 9)
OPTIONAL
Min. 1.5-inch DG-TF DG-TF -300
C-A127 | 1A IIH, II-, | ribbon adhered 12-inch o.c. bFS ribbon adhered 12-inch o.c. | PF PFP, or EVF DFV (Lim. 9)
1I-A, or lllI-H
DG-TF(S), DG-EE(S); 307.5
C-A-128 - - KGB or DG-TF DF, DFP, or EVF PG-EE (Lim '9)
ribbon adhered 12-inch o.c. i
DG-CR -307.5
C-A-129 - - HD-H ribbon adhered 12-inch o.c. DF, DFP, or EVF PG-EE, TFM, or WB Il (Lim. 9)
Min. 1.5-inch DG-TF(S), DG-EE(S); DDP, DXF, DXC, DG-TF(S), DG-EE(S); DL DT, EV.DF, | CR-20, PG-EE, OMG-C, 315
C-A-130 1I-A, 1I-H, 1I-1, or DG-TF HD-A, HD-H, HD-I, or DG-TF DFP. or EVF SBIV. TEM. or WB Ii (Lim. 9)
11I-A, or Ill-H ribbon adhered 12-inch o.c. or SR ribbon adhered 12-inch o.c. ’ ! g i
Min. 1.5-inch DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S);
C-A131 | 1A, I1H, -], or DG-TF DDP, 1D, HD-A, or DG-TF DL or DT SG-SA (L'i?‘: 59)
11I-A, or Ill-H ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. i
Min. 1.5-inch DG-TF(S), DG-EE(S); g DG-TF(S), DG-EE(S); .
C-A-132 1I-A, 1I-H, 1I-1, or DG-TF DDIIijfI(%r ":SIDR A, or DG-TF DL, DT, or EV SGP (Li::t: 59)
11I-A, or Ill-H ribbon adhered 12-inch o.c. ’ ribbon adhered 12-inch o.c. i
OPTIONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S);
Min. 1.5-inch or DG-TF or DG-TF -315
C-A133 |yl IlH, 111, | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | Db PTorEV SGP (Lim. 9)
1HI-A, or IlI-H or PG-EE(S) or PG-EE(S)
OPTIONAL DG-TF(S), DG-EE(S); DG-TF(S), DG-EE(S);
Min. 1.5-inch or DG-TF or DG-TF -315
C-A-134 1I-A, 1I-H, 111, ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. DF, DFP, or EVF wali (Lim. 9)
1I-A, or lllI-H
PG-EE -330
C-A-135 - - HD-I ribbon adhered 12-inch o.c. | PF PFP. or EVF PG-EE (Lim. 9)
OPTIONAL DG-0OB, DG-0OS or DG-IS DG-0OB, DG-0OS or DG-IS -337.5
C-A-136 1l-A ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DF or DFP CR-20 (Lim. 9)
DG-TF -337.5
C-A-137 ) } EB ribbon adhered 12-inch o.c. | PF PFP. or EVF TFM (Lim. 9)
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TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
Sylit)em Insulation/ Barrier Attachment 'll': spuILa?ti);ir Attachment Membrane Attachment ,(ws);)j
) Vapor Barrier (Note 10) (Note 10) P
OPTIONAL
Min. 1.5-inch -337.5
c-a-tzg | o DG-TF(S) or PG-EE(S) EB DG-TF(S) or PG-EE(S) | DF, DFP, or EVF TFM o)
1A, 11-H or 11I-]
.. DG-TF
C-A-139 Min. l}_‘Z_mCh ribbon adhered 12-inch o.c. - - DL or EV SG-SA or SGP (I'_?;ﬁ;l'g)
or PG-EE(S) i
DG-TF 3675
C-A-140 - - HD-I ribbon adhered 12-inch 0.c. | PF DFP, or EVF PG-EE or TFM (Lim. 9)
OPTIONAL
Min. 1.5-inch DL, DT, EV, DF, -367.5
a4 |l ool DG-TF(S) or PG-EE(S) HD-I DG-TF(S) or PG-EE(S) rp o EVE WB Il PG-EEor oMG-C | (3773
H1-A, 11-H or lll-]
. DG-TF
cAaz | M 1SNCR I ibhon adhered 12-inch o.c. - - DT SG-SA (I'_?;ﬁf'g)
or PG-EE(S) i
OPTIONAL DG-OB or DG-0S DG-OB or DG-0S DL, DT, EV, DF, 3825
C-A-143 II-A ribbon adhered 12-inch o.c. DXxF ribbon adhered 12-inch o.c. |  DFP, or EVF wali (Lim. 9)
OPTIONAL DG-OB or DG-0S DG-OB or DG-0S -382.5
C-A-144 II-A ribbon adhered 12-inch o.c. DXxF ribbon adhered 12-inch o.c. DLor EV SB IV (Lim. 9)
OPTIONAL DG-OB or DG-OS ribbon DG-OB or DG-0S 3825
C-A-145 II-A adhered 12-inch o.c. bxr ribbon adhered 12-inch o.c. DbF DFMA (Lim. 9)
OPTIONAL DG-OB, DG-OS or DG-1S DG-OB, DG-OS or DG-IS | DL, DT, EV, DF, 3825
i I-A ribbon adhered 12-inch o.c. DXxc ribbon adhered 12-inch o.c. |  DFP, or EVF WB I, PG-EE or OMG-C | ("9
OPTIONAL
Min. 1.5-inch DL, DT, EV, DF, -382.5
c-aar |l oo PG-EE(S) DXC PG-EE(S) Drp o LV WB Il PG-EEor oMG-C | (3323
1A, 1-H or I1l-]
OPTIONAL DG-OB, DG-OS or DG-IS DG-OB, DG-OS or DG-IS 3825
C-A-148 II-A ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DL SB IV (Lim. 9)
OPTIONAL
Min. 1.5-inch -382.5
a4 | I oo PG-EE(S) DXC PG-EE(S) DL SBIV Ce)
1A, 111-H or I1l-]
OPTIONAL DG-OB, DG-OS or DG-IS DG-OB, DG-OS or DG-IS -382.5
C-A-150 II-A ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DbF DFMA (Lim. 9)
OPTIONAL
Min. 1.5-inch -382.5
C-adst | e o) PG-EE(S) DXC PG-EE(S) DF DFMA ey
H1-A, 111-H or Ill-]
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over Concrete Deck (New or Existing)
Base Layer Base Insulation/Vapor Top Insulation
System ; . Top Layer MDP
yNo Insulation/ Barrier Attachment Inspulati};n Attachment Membrane Attachment (psf)
) Vapor Barrier (Note 10) (Note 10) P
Duro-Last Torch .382.5
C-A-152 Down Vapor Self-adhered over deck - - DF or DFP CR-20 (Lim '9)
Barrier i
OPTIONAL
Min. 1.5-inch DL, DT, EV, DF, WB I, PG-EE, SB IV, or -457.5
C-A183 | 1A IIH, I1-] PG-EE(S) SR PG-EE(S) DFP, or EVF CR-20 (Lim. 9)
1I-A, IlI-H or IlI-]
C-A-154 Min. 1.5-inch Olybond Classic SR Olybond Classic DL, DT, DF or WB Il, PG-EE, SB IV, or -457.5
1I-A or II-H ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. DFP CR-20 (Lim. 9)
C-A-155 ) _ SR DG-CR DL, DT, EV, DF, PG-EE, CR-20, SB IV, or -457.5
ribbon adhered 12-inch o.c. DFP, or EVF WB Il (Lim. 9)
A OPTIONAL ASTM D 312, Type IV ASTM D 312, Type IV DL, DT, EV, DF, -495
C-A-156 1I-A hot asphalt DXF hot asphalt DFP, or EVF wBll (Lim. 9)
OPTIONAL
Min. 1.5-inch DL, DT, EV, DF, -495
CANST | 1A I1H, 11, PG-EE(S) bxr PG-EE(S) DFP, or EVF weli (Lim. 9)
1I-A, IlI-H or IlI-]
e OPTIONAL ASTM D 312, Type IV ASTM D 312, Type IV -495
C-A-158 1-A hot asphait DXr hot asphait DL or EV SB IV (Lim. 9)
OPTIONAL
Min. 1.5-inch -495
C-A-159 1A I1H, 11, PG-EE(S) DXF PG-EE(S) DL or EV SB IV (Lim. 9)
1I-A, IlI-H or IlI-]
e OPTIONAL ASTM D 312, Type IV ASTM D 312, Type IV -495
C-A-160 I-A hot asphait DXF hot asphait DbF DFMA (Lim. 9)
OPTIONAL
Min. 1.5-inch -495
C-A-161 11-A, 11-H, 1] PG-EE(S) DXF PG-EE(S) DF DFMA (Lim. 9)
1I-A, IlI-H or IlI-
C-A-162 . . ; - DF or DFP WB Il (I'_‘r;gf'g)
C-A-163 ; ; ; ; DFP wa Ii (I'j:f'g)
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| C RE E K AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Assemblies with Adhered Membranes over Insulated Concrete Deck (New, Existing or Recover)
System Base Base Insulation U IEsuE o7 Top Insulation or Base Sheet MDP
: or Membrane Membrane Attachment
No. Insulation Attachment Attachment (psf)
Base Sheet
DL Plates & : : -37.5
Min. 1.5-inch Fasteners Min. 1.5-inch DG-CR, DG-TF, or PG-EE DLDT.EV. | g sGp, OMG-C, DFMA, | (Lim.7;
C-AM-1 1I-A or 1lI-A f . DF, DFP, or
1I-A or IlI-A secured at a rate of followed by DXF ribbons spaced 6-inch o.c. EVF PG-EE, TFM, or CR-20 Non-
16 per 4 ft x 8 ft board y HVHZ)
DL Plates & Min. 1.5-inch -37.5
C-AM-2 Min. 1.5-inch Fasteners 11-A or l1I-A QG—CR, DG-TF, or PG-EE DL, DT, or EV SB IV (Lim. 7;
1I-A or I1I-A secured at a rate of followed by DXF ribbons spaced 6-inch o.c. Non-
16 per 4 ft x 8 ft board Y HVHZ)
Min. Min. 1.5-inch 45
C-AM-3 0.5-inch Simultaneously 1A ”'I_A' IlI-H. or DL Plates & Fasteners secured DL, DT, EV, WB I, SB IV, SGP, PG-EE, (Lim. 7;
Approved secured with top layer L ! 4 16 per 4 ft x 8 ft board DFP, or EVF TFM, or CR-20 Non-
: Min. 0.5-inch SR
Insulation HVHZ)
Min. -45
C-AM-4 0.5-inch Simultaneously JM Invinsa Roof DL Plates & Fasteners secured DL SB IV (Lim. 7;
Approved secured with top layer Board 16 per 4 ft x 8 ft board Non-
Insulation HVHZ)
Min. WB Il, SB IV, SG-SA, SGP, 43
C-AM-5 0.5-inch Simultaneously SR DL Plates & Fasteners secured at DL, DT, EV, OMé—C Pé-EE TF’M or’ (Lim. 7;
Approved secured with top layer a rate of one fastener per 1.33-ft? DFP, or EVF ! ! ! Non-
. CR-20
Insulation HVHZ)
Min. 1.5-inch DL Plates & _ _ _ -45
C-AM-6 Approved #15 Fasteners . Min. 0.25/;|20h DD Durq-FIeece Membrane ﬁ\dheswe DL, DD7,':I§)F or WB Il SB IV, or CR-20 (thlm. 7;
Insulation secured at arate o or - ribbons spaced 6-inch o.c. on-
16 per 4 ft x 8 ft board HVHZ)
Min. 1.5-inch /I-A -45
OPTIONAL . . o DL, DT, EV, . .
C-AM-7 Approved Slmultgneously 1I-H, _III-A, or Min. DL Plates & Fasteners secured at DF. DFP, or WB II, SB IV, SGP, or CR-20 (Lim. 7;
Insulation secured with top layer 0.5-inch SR or a rate of 16 per 4 ft x 8 ft board EVF Non-
DDP HVHZ)
-45
C-AM-8 ?L\PTIB";IQL Simultaneously SR or DDP DL Plates & Fasteners secured at g,L: gIEPEg,r WB I, SB 1V, SGP, OMG-C, (Lim. 7;
pprov secured with top layer arate of 16 per 4 ft x 8 ft board ! ’ PG-EE, TFM, or CR-20 Non-
Insulation EVF HVHZ)
cao | Aoproved simuttaneously | M 1IN IMA ) by prates & Fasteners secured at | DF, DFP, or WE I 67.5
Insulation secured with top layer Min. 2-inch IV-A a rate of 24 per 4 ft x 8 ft board EVF (Lim. 7)
Min. 1.5-inch . DL, DT, EV, WB Il, SB IV, SG-SA, SGP,
CAM-10 | Approved | SISO | DDPorsR | S0 per 4 ix 8 board | DF.DFP.or | OMGCPGEETAM or | ul%
Insulation play P EVF CR-20 :
OPTIONAL .
Simultaneously . . DL Plates & Fasteners secured at DL, DT, DF, -90
C-AM-11 ﬁg@g;ﬁg secured with top layer Min. 2-inch /V-A arate of 16 per 4 ft x 8 ft board DFP, or EVF SBIVor WB il (Lim. 7)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

| CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Induction Welded Assemblies over Concrete Deck (New, Existing, or Recover)
System . Base Insulation Top Layer Top Insulation MDP
No. Base Layer Insulation Attachment Insulation Attachment Membrane Attachment (psf)
OPTIONAL Simultaneously secured . Duro-Bond secured Induction welded to each -45
C-W-1 Approved Insulation with top layer Approved Insulation 6 per 4 ft x 8 ft board DL, DT, or EV insulation plate (Lim. 9)
OPTIONAL Simultaneously secured Min. 1.5-inch Du_ro-Bond _secured Induction welded to each -45
C-W-2 . . . 6-inch o.c. in rows DL, DT, or EV ; : .
Approved Insulation with top layer Approved Insulation : insulation plate (Lim. 7)
spaced 60-inches o.c.
OPTIONAL Simultaneously secured Min. 1.5-inch Dur_o-Bond S_ecured DL60 or Induction welded to each -45
c-w-3 Approved Insulation with top layer Approved Insulation 12-inch o.c. in rows DLX60 insulation plate (Lim. 7)
spaced 48-inches o.c. '
C-W-4 OPTIONAL Simultaneously secured Min. 1.5-inch %‘_jir:cf%ng isne(;g\;zd DL60 or Induction welded to each -45
Approved Insulation with top layer Approved Insulation spaced 120-inches o.c. DLX60 insulation plate (Lim. 7)
OPTIONAL Simultaneously secured Min. 1.5-inch Duro-Bond secured Induction welded to each | -52.5
C-W-5 , . . 6-inch o.c. in rows DL, DT, or EV ; ) :
Approved Insulation with top layer Approved Insulation ; insulation plate (Lim. 7)
spaced 72-inches o.c.
OPTIONAL Simultaneously secured Min. 1.5-inch DL{ro-Bond §ecured DL60 or Induction welded to each -52.5
C-W-6 . . . 6-inch o.c. in rows ; : :
Approved Insulation with top layer Approved Insulation : DLX60 insulation plate (Lim. 7)
spaced 96-inches o.c.
C-W-7 OPTIONAL Simultaneously secured Min. 1.5-inch Duro-Bond secured DL DT or Ev | 'nduction welded to each -52.5
Approved Insulation with top layer Approved Insulation 12 per 4 ft x 8 ft board P insulation plate (Lim. 7)
OPTIONAL Simultaneously secured . Duro-Bond secured Induction welded to each -52.5
C-W-8 Approved Insulation with top layer Approved Insulation 12 per 4 ft x 8 ft board b1 insulation plate (Lim. 7)
. . . Duro-Bond secured !
spaced 48-inches o.c. '
OPTIONAL Simultaneously secured Min. 1.5-inch Duro-Bond secured DL60 or Induction welded to each | -82.5
C-W-10 . . . 6-inch o.c. in rows ; ) .
Approved Insulation with top layer Approved Insulation : DLX60 insulation plate (Lim. 7)
spaced 60-inches o.c.
OPTIONAL Simultaneously secured Min. 1.5-inch Duro-Bond secured DL60 or Induction welded to each | -82.5
C-W-11 . . . 6-inch o.c. in rows ; ) .
Approved Insulation with top layer Approved Insulation . DLX60 insulation plate (Lim. 7)
spaced 48-inches o.c.
Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
B Insulation Membrane Fasteners Attachment LDl
No. (psf)
-30
C-M-1 Min 1-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail Fastened 12-inch o.c. along (Lim. 7;
Approved Insulation with Duro-Last Poly-Plates or Cleat Plates 6-wide tabs spaced 120-inch o.c. Non-
HVHZ)
C-M-2 Min. 0.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail Fastened 12-inch o.c. along -45
Approved Insulation with Duro-Last Poly-Plates or Cleat Plates 3-inch wide tabs spaced 60-inches o.c. (Lim. 7)
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dba DURO-LAST ROOFING
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[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
S Insulation Membrane Fasteners Attachment LDl
No. (psf)
C-M-3 Min. 0.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail Fastened 6-inch o.c. along -45
Approved Insulation with Duro-Last Poly-Plates or Cleat Plates 3-inch wide tabs spaced 84-inches o.c. (Lim. 7)
C-M-4 Min. 0.5-inch DT or Duro-Last #14 Concrete Screw with Fastened 12-inch o.c. within -45
Approved Insulation Min. 60 mil DF Duro-Last Cleat Plates laps spaced 116-inch o.c. (Lim. 7)
Min 1.5-inch DT or . Fastened 12-inch o.c. within -45
C-M-5 Approved Insulation Min. 60 mil DF Duro-Last #14 Concrete Screw with Duro-Last Cleat Plates laps spaced 56-inch 0.c. (Lim. 7)
Min. 0.5-inch Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 18-inch o.c. along 52.5
C-M-6 . DL Duro-Last Poly-Plates . - - :
Approved Insulation 3-inch wide tabs spaced 28-inches o.c. (Lim. 7)
or Cleat Plates
C-M-7 Min. 0.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 6-inch o.c. along -52.5
Approved Insulation Duro-Last Poly-Plates or Cleat Plates 3-inch wide tabs spaced 60-inches o.c. (Lim. 7)
C-M-8 Min. 0.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 6-inch o.c. along -52.5
Approved Insulation Duro-Last Poly-Plates or Cleat Plates 6-inch wide tabs spaced 120-inches o.c. (Lim. 7)
Min. 1.5-inch Duro-Last #14 Concrete Screw or Fluted Concrete Nail with _ Fastened 12-inch o.c. along -52.5
C-M-9 Approved Insulation bL Duro-Last 3-inch Metal Plates 6-inch wide tabs spaced 57-inches o.c. (Lim. 7)
PP Tab Sealer 4725 applied at 60 ft?/gal. :
. . - Fastened 12-inch o.c. along
CAID | o ot g | DL | Durnhast 18 Goncrte Screw o Pt Concrte Nl | v wid tabs spacea - os. | (29
PP Tab Sealer 4725 applied at 60 ft?/gal. :
C-M-11 Min. 0.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 6-inch o.c. along -60
Approved Insulation Duro-Last Cleat Plates 3-inch wide tabs spaced 84-inches o.c. (Lim. 7)
Min. 0.5-inch DT or Duro-Last #14 Concrete Screw or Fluted Concrete Nail with _ Fastened 6-inch o.c. along -67.5
C-M-12 . . . 6-inch wide laps spaced 54-inch o.c,; .
Approved Insulation Min. 60 mil DF Duro-Last Poly-Plates or Cleat Plates ; (Lim. 7)
fastener centered 1.25-inches from edge of tab
) . S Fastened 6-inch o.c. along
CU1S | e g | DL | Durhastie Congrete Srey o Pted Concrte Nl Wit | g e tats spaced S0ancresc. | (075
PP Tab Sealer 4725 applied at 60 ft?/gal. :
. . . Fastened 12-inch o.c. along
M1 | g | e e abs spaced S7-penesoc. | (879
PP Tab Sealer 4725 applied at 30 ft?/gal. .
. . S Fastened 6-inch o.c. along
M1 | o on | BE | Dy 1 | 6o e tas spsced 120t o | (829
Tab Sealer 4725 applied at 60 ft?/gal. i
. . oo Fastened 6-inch o.c. within
C-M-16 App“r";cé;'f,;[srlflgﬁon DTorpF | Dure-last#14 Conerete Sorew or Fluted Concrete NailWith | 6 inch wide laps spaced 54-inch o.c.; Tab (I:?nf""?)
Sealer 4725 applied at 30 ft?/gal. )
C-M-17 Min. 1.5-inch DT or Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 6-inch o.c. within 6-inch wide laps -90
Approved Insulation Min. 60 mil DF Duro-Last Poly-Plates or Cleat Plates spaced 24-inch o.c.; (Lim. 7)
. . S Fastened 6-inch o.c. along
CAID | ety | DL | DSt Cofgrte St P Concrte Nl | v v tabs spaced sa-nnesos. | (79
Tab Sealer 4725 applied at 30 ft?/gal. i
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[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Mechanically Fastened Assemblies over Concrete Deck (New, Existing, or Recover)
S Insulation Membrane Fasteners Attachment LDl
No. (psf)
C-M-19 Min. 1.5-inch DL Duro-Last #14 Concrete Screw or Fluted Concrete Nail with Fastened 6-inch o.c. along -105
Approved Insulation Duro-Last Poly-Plates or Cleat Plates 3-inch wide tabs spaced 28-inches o.c. (Lim. 7)
. . - Fastened 6-inch o.c. along
G0 | | DL | D e e M | e wietabs spsced Srnees e, | (109
PP Tab Sealer 4725 applied at 60 ft?/gal. :
. . S Fastened 6-inch o.c. along
Min. 0.5-inch Duro-Last #14 Concrete Screw or Fluted Concrete Nail with . . . -142.5
C-M-21 . DL 6-inch wide tabs spaced 25-inches o.c. .
Approved Insulation Duro-Last Cleat Plates Tab Sealer 4725 applied at 60 ft?/gal. (Lim. 7)
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment A AR (psf)
Min. 1.5-inch .
TFM applied over
EPS, II-A, II-G, DG-TF DG-TF -60
CW-A1 | "JH, -, or | ribbon adhered 6-inch o.c. DXF ribbon adhered 6-inch o.c. br toreh adnered S8S | (Lim. 9)
-G Oly lorc ase
OPTIONAL
Min. 1.5-inch II-A,
. . 1I-H, II-1, II-A, IlI-H,
Min. 1.5-inch DG-TF T i ’ DG-TF -90
CW-A-2 . . or Ill-I; or ) . DF, DFP, or EVF TFM .
-1 ribbon adhered 12-inch o.c. DXC, DXF. DDP, ribbon adhered 12-inch o.c. (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch [I-A,
Cwoas | Min.15-inch DG-TF I1-H, 111-A, or I1I-H: DG-TF DL DT, EV,DF, | (SR-20 OMEC, -90
-1 ribbon adhered 12-inch o.c. or DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF TF,M or ,WB Il ! (Lim. 9)
HD-A, HD-H, or SR ’
Min. 0.5-inch Duro-Grip DL, DT, EV, DF, WB I, SB 1V, SG-SA, 975
CW-A-4 FGF, II-A, II-G, . . - - OMG-C, TFM, or .
ribbon adhered 12-inch o.c. DFP, or EVF (Lim. 9)
or ll-H CR-20
Min. 0.5-inch :
Duro-Grip -97.5
CW-A-5 | [I-A, I;II-? O | ribbon adhered 12-inch o.c. - - DL, DT, or EV SGE (Lim. 9)
cWoAs | Min. 05-inch Duro-Grip HD-G, DDP, DG-CR, DG4S, DG-0Bor | DL DT, EV,DF, | W8l SBIV. 8G-54 1 75
1I-G ribbon adhered 12-inch o.c. FGF, or SR DG-0S DFP, or EVF CR”-ZO ’ (Lim. 9)
Min. 0.5-inch Duro-Grip DG-CR, DG-IS, DG-OB or -97.5
CW-A-7 I-G ribbon adhered 12-inch o.c. | 1P-G. DDP,or SR DG-0S DL, DT, or EV 5GP (Lim. 9)
Min. 0.5-inch . HD-A, HD-G, DDP, WB I, SB 1V, SG-SA,
CW-A8 | EPS, 1A I1G, | . DuoGlb FGF, lII-A, DG-CR, DG-0BorDG-1s | P5 DT BV DF OMG-C, TFM, or (i?r;:'sg)
or ll-H T IlI-H, or SR ! CR-20 i
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
Min. 0.5-inch .
Duro-Grip HD-A, HD-G, DDP, -97.5
CW-AS9 | EPS, 1A IG. 1 ripbon adhered 12-nch o.c. | fii-A, lil-H, or SR | PECR DG-OBorDGS DL, DT, or EV SGP (Lim. 9)
Min. 0.5-inch ) ) WB I, SB 1V, SGP,
Duro-Grip Duro-Grip DL, DT, EV, DF, 4 ¢ ’ -97.5
CW-A-10 | EPS, IIA, I1-G, | i o adhered 12-inch o.c. DXF or DXC ribbon adhered 12-inch o.c. DFP, or EVF OMG-C, TFM, or (Lim. 9)
or ll-H CR-20
OPTIONAL
Min. 1.5-inch /I-A,
cWAqq | Min.1.5inch DG-CR I1-H, 11, 111-A, Jl-H o DG-CR DL DT, EV, DF, | S R20 OMGC, | 105
II-H or II-I ribbon adhered 12-inch o.c. llI-I; or DXC, DXF, ribbon adhered 12-inch o.c. DFP, or EVF TFI\’/I or W’B Il ’ (Lim. 9)
DDP, HD-A, HD-H, :
HD-I, or SR
Min. 1.5-inch DG-CR . DG-CR CR-20, OMG-C, TFM, | -105
CW-A-12 I1-H or II-I ribbon adhered 12-inch o.c. Min. 1.5-inch FGF | 1 o adhered 12-inch o.c. | DPF DFP, or EVF or WB II (Lim. 9)
Min. 1.5-inch DG-CR DG-CR -105
CW-A13 | or 111 ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. DL, DT, or EV SB[V or SG-SA (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 105
CW-A14 L or i1l ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WBIII (Lim. 9)
OPTIONAL
Min. 1.5-inch DG-CR . DG-CR CR-20, OMG-C, TFM, | -112.5
CW-A1S | 1A 1A, I-H, | ribbon adhered 12-inch o.c. | Min- 1.8-nch FGF {0 adhered 12-inch o.c. | PF DFP or EVE or WB I (Lim. 9)
or Ill-
OPTIONAL
Min. 1.5-inch /I-A,
CWAts | Min. 1.51nch DG-CR I1I-A, 1l1-H, or III-I; or DG-CR pL DT EV,DF, | ,SRZ0OMEC 1 125
I1-A ribbon adhered 12-inch o.c. | DXC, DXF, DDP, | ribbon adhered 12-inch o.c. DFP, or EVF T8 S8 ISGR | (im.9)
HD-A, HD-H, HD"I ’
or SR
Min. 1.5-inch DG-CR DG-CR 1125
CW-ATY 1A ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. DL, DT, or EV S8 iVor SG-SA (Lim. 9)
Min. 1.5-inch DG-CR DG-CR 1125
CW-A-18 1I-A ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WBIII (Lim. 9)
OPTIONAL
Min. 1.5-inch /I-A,
o 11-H, 111, 1A, 1H1-H, PG-EE
cw-atg | M 2Saneh o POEE or JIl-I: or ribbon adhered 12-in DF, DFP, or EVF PG-EE or TFM 12e
on adhere cho.c. DXC, DXF, DDP, cho.c. (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR

DLR12001.23 FL16039-R23 Page 23 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.




AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes
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APPENDIX B
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment L SO R (psf)
OPTIONAL
Min. 1.5-inch /I-A,
. . 11-H, 11-1, 11I-A, or
CW-A-20 i }I.-?-mCh ribbon athrc;Tq:Z-inch o.c H-H; or DXC, DXF, [ 0, adhgl’i;ijZ-inch o.c DF, DFP, or EVF PG-EE or TFM (I-.1|r1n2 .g)
C DDP, EB, HD-A, -C. :
HD-H, HD-I, KGB, or
SR
Min. 1.5-inch /1A,
CW.A2q | Min. 15-inch PG-EE or DG-TF 11-H, I11-A, or 1lI-H; PG-EE or DG-TF DL, DT, EV, DF, SBCIRV- 2§’GIC_.’,MSGG'_CS’ " 112.5
1I-1 ribbon adhered 12-inch o.c. or DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF TF,M or,WB I ! (Lim. 9)
HD-A, HD-H, or SR '
Min. 1.5-inch PG-EE or DG-TF PG-EE or DG-TF 112.5
CW-A-22 I1-1 ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
Min. 1.5-inch PG-EE or DG-TF PG-EE or DG-TF 112.5
CW-A-23 I1-1 ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch 0.c. | DPF DFP, or EVF CR-20or WB I (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 1125
CW-A-24 I1-1 ribbon adhered 12-inch o.c. g ribbon adhered 12-inch 0.c. | DPF DFP, or EVF DFV (Lim. 9)
OPTIONAL
. . Min. 1.5-inch /lI-A,
cwazs | I prnen DG-CR I1I-H, or lil-I; or DG-CR DL DT, EV,DF, | o, CR20PCEE 1 20
‘III-I ! ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF TFM or Wé Il ! (Lim. 9)
HD-A, HD-H, HD-I g
or SR
OPTIONAL
Min. 1.5-inch DG-CR DG-CR 120
CW-A-26 | A lll-H, or | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
-1
OPTIONAL
Min. 1.5-inch DG-CR DG-CR -120
CW-A-27 | LA, -H, or | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | P DFP.or EVF CR-200or WBIII (Lim. 9)
-1
DXC, DXF, DDP, CR-20, PG-EE,
CW-A-28 - - HD-A, HD-H HD, | oo acnores 1nch o, | OFP o £V | OMG:C, SBIV, SGP, (L-i::OQ)
or SR -C- ’ TEM, or WB Il :
OPTIONAL
CW.A29 E'\,",ig' oo, PG-EE Min. 1.5-inch PG-EE OF DFP. or EVE | CR-20 OMG-C, TFM, | 1215
III-A III-,;-I orl ribbon adhered 12-inch o.c. FGF ribbon adhered 12-inch o.c. ! ! or WB Il (Lim. 9)
-1
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
OPTIONAL
Min. 1.5-inch . .
PG-EE Min. 1.5-inch PG-EE -127.5
CW-A-30 E/ﬁj\ I;l'f_\i_/l;l;” ribbon adhered 12-inch o.c. FGF ribbon adhered 12-inch o.c. DLor DT SG-SA (Lim. 9)
1l-1
Min. 1.5-inch /I-A,
1I-H, 1I-1, 1lI-A, 1I-H,
Min. 1.5-inch PG-EE or lll-I; or PG-EE -142.5
CW-A-31 EPS ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c. DF, DFP, or EVF PG-EE (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch lI-A,
CW-A-32 Min. 1.5-inch PG-EE II-A, or lll-H; or PG-EE DL, DT, EV, DF, OMG-C, SB IV, SGP, -142.5
EPS ribbon adhered 12-inch o.c. DXC, DXF, DDP, ribbon adhered 12-inch o.c DFP, or EVF SG-SA, TFM, or WB Il (Lim. 9)
HD-A, HD-H, or SR
Min. 1.5-inch PG-EE PG-EE -142.5
CW-A-33 EPS ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
Min. 1.5-inch PG-EE PG-EE -142.5
CW-A-34 EPS ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WBIII (Lim. 9)
OPTIONAL
DG-0OB DG-OB or DG-0S DL, DT, EV, DF, -150
CW-ASS | EPS, 1A 16, | tibbon adhered 12-inch o.c. DXxF ribbon adhered 12-inch o.c. DFP, or EVF wali (Lim. 9)
OPTIONAL .
DG-OB DG-0OB or DG-OS ribbon -150
CW-A-36 EPSZ)r”;f_‘I’_I”'G’ ribbon adhered 12-inch o.c. DXxF adhered 12-inch o.c. DL, DT, or EV SB IV (Lim. 9)
OPTIONAL
DG-0OB DG-OB or DG-0S DFMA -150
CW-A-37 EPS(’)r”;f_‘I’_I”'G’ ribbon adhered 12-inch o.c. bxr ribbon adhered 12-inch o.c. bF (Lim. 9)
OPTIONAL
DG-0OB DG-0OB or DG-0OS CR-20, OMG-C, or -150
CW-A-38 | EP Sér”;f_‘,’_,”'G’ ribbon adhered 12-inch o.c. bxr ribbon adhered 12-inch o.c. DF or DFP TFM, (Lim. 9)
OPTIONAL
DG-0OB DG-0B, DG-0OS or DG-IS DL, DT, EV, DF, -150
CW-A39 | EPS, 1A, 16, | tibbon adhered 12-nch o.c. bxc ribbon adhered 12-inch o.c. DFP, or EVF WB I, SGP, or SG-SA | | g)
OPTIONAL
DG-0OB DG-0OB, DG-0OS or DG-IS -150
CW-A40 1 EPS, 1A, 116, | tibbon adhered 12-nch o.c. bxc ribbon adhered 12-inch o.c. | DL DT orEV SBIV (Lim. 9)
OPTIONAL
DG-0OB DG-0OB, DG-0S or DG-IS -150
CW-A4T | EPS, 1A -G, | ibbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. brF DFMA (Lim. 9)
OPTIONAL
DG-OB DG-0OB, DG-0OS or DG-IS CR-20, OMG-C, or -150
CW-A42 | EPS, 1A -G, | ibbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DF or DFP TFM (Lim. 9)
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APPENDIX B
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
OPTIONAL
DG-0B DG-0B -150
CW-A43 | EPS, LA -G, | fibbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | Db PT.orEV SB IV or SG-SA (Lim. 9)
OPTIONAL
DG-0B DG-0B -150
CW-A44 | EPS, 1A -G, | ibbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | DF DFF:or EVF CR-20or WB I (Lim. 9)
Min. 1.5-inch 1I-A,
11-H, 1A, I-H, or
Min. 1.5-inch PG-EE IHI-l; or PG-EE -150
CW-A-45 I1-H ribbon adhered 12-inch o.c. | DXC, DXF, DDP, | ribbon adhered 12-inch o.c. | DPF DFP orEVF PG-EE (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
OPTIONAL
Min. 1.5-inch /I-A,
Min. 1.5-inch DG-TF I1-H, HI-A, or lI-H; DG-TF -150
CW-A-46 | 1A or 11-H ribbon adhered 12-inch o.c. | or DXC, DXF, DDP, | ribbon adhered 12-inch o.c. | PF DFP or EVF PG-EE or TFM (Lim. 9)
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch 1IA,
CWA47 | Min.1.5inch DG-TF I1-H, HI-A, or lI-H; DG-TF DL, DT, EV, DF, SB IV, SGP, SG-SA, -150
1I-A or II-H ribbon adhered 12-inch o.c. or DXC, DXF, DDP, ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
HD-A, HD-H, or SR
Min. 1.5-inch DG-TF DG-TF 150
CW-A-48 | "1 A or I1-H ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
Min. 1.5-inch DG-TF DG-TF 150
CW-A-49 | ")y 4 or I1-H ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20 or WB /I (Lim. 9)
OPTIONAL
CW-A-50 | Min. 1.5-inch . hDG'Tf pinch DFS . hDG'Tf pinch DF, DFP, or EVF DFV 150
11-A, 11-H, or II-] ribbon adhered 12-inch o.c. ribbon adhered 12-inch o.c. (Lim. 9)
OPTIONAL
Min. 1.5-inch PG.EE PG.EE bL DT EV.DF | CR-20, PG-EE OMG- | o0
CW-A-51 IA, II-H, ribbon adhered 12-inch o.c DXxF ribbon adhered 12-inch o.c DFP, or EVF C SBIV, SGP, SG-SA (Lim. 9)
1A, 111-H, or -inch o.c. -inch o.c. ' TFM, or WB II '
-l
OPTIONAL
Min. 1.5-inch Min. 1.5-inch
CW-A-52 I1-A, 11-H, b th G-dEl1:_2 - 1A, A or fil-H:or | th G'dE’fz - DL, DT, or EV sGP 0 509
11-A, HI-H, or ribbon adhere -inch o.c. DDP ribbon adhere -inch o.c. (Lim. 9)
Ii-1
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APPENDIX B
Assemblies with All Layers Adhered over CWF Deck (New or Existing)
System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
OPTIONAL
Min. 1.5-inch Min. 1.5-inch
CW-A-53 1A, I-H, ribbon adh,:i-dEfZ-inch 0.c 1A, i-H or TlI-A; or ribbon ath:Se;jEle-inch o.c DL or DT SG-SA (L-i1n‘?09)
1A, TH1-H, or C. DXC C. :
Ii-1
Min. 1.5-inch
I1-A, T1-H, PG-EE PG-EE -150
CW-A-54 | LA, liI-H, or | ribbon adhered 12-inch o.c. bFS ribbon adhered 12-inch o.c. | P PFP. or EVF bFv (Lim. 9)
Ii-1
cwAss | Min. 15inch PG-EE ) - DL, DT, EV, DF, PG-EE, SB IV, SGP, 150
1I-H ribbon adhered 12-inch o.c. DFP, or EVF SG-SA, TFM, or WB Il (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 150
CW-A-56 I1-H ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. DL, DT, or EV SB[V or SG-SA (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 150
CW-A-57 I1-H ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | PF PFP, or EVF CR-20 or WB /I (Lim. 9)
OPTIONAL o - o DXC
Min. 1.5-inch DG-TF : ; DG-TF 1575
CW-A-58 | Epg Jil-H, or | ribbon adhered 12-inch o.c. DXAF ; /%)-Z iBE’)_'IL’D' ribbon adhered 12-inch o.c. | P DFP.or EVF PG-EE or TFM (Lim. 9)
H-A KGB, or SR
OPTIONAL Min. 1.5-inch 1II-A,
CW.Aso | Min. 1.5inch DG-TF or lll-H; or DXC, DG-TF DL, DT,EV,DF, | CR-20,0MG-C,SBIV, | -157.5
EPS, lll-H, or | ribbon adhered 12-inch o.c. | DXF, DDP, HD-A, | ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB II (Lim. 9)
A HD-H, or SR
OPTIONAL —
. . Min. 1.5-inch IlI-H;
Min. 1.5-inch DG-TF ’ DG-TF 1575
CW-A-60 | £pg Ji-H, or | ribbon adhered 12-inch o.c. or DDP, HD-A, ribbon adhered 12-inch o.c. DL, DT, or EV SG-SA or SGP (Lim. 9)
1A HD-H, or SR
OPTIONAL
Min. 1.5-inch DG-TF DG-TF 1575
CW-A61 | Epg Ji1-H,or | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
A
OPTIONAL
Min. 1.5-inch DG-TF DG-TF 1575
CW-A-62 | £pg Jil-H, or | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. | P DFP.or EVF CR-200or WBIII (Lim. 9)
1A
OPTIONAL
Min. 1.5-inch DG-TF DG-TF 1575
CW-A-63 | £pg Jil-H, or | ribbon adhered 12-inch o.c. DFs ribbon adhered 12-inch o.c. | DPF DFP.or EVF bFv (Lim. 9)
A
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System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
OPTIONAL
Min. 1.5-inch PG-EE Min. 1.5-inch PG-EE -165
CW-AB4 1 11.a, l-A, lIl-H, | ribbon adhered 12-inch o.c. III-A o lil-H ribbon adhered 12-inch o.c. DLor DT SG-SA (Lim. 9)
or /-
Min. 1.5-inch
PG-EE PG-EE -165
CW-A-65 | [I-A, é{,l'l';q,’_ll”'H’ ribbon adhered 12-inch o.c. DFS ribbon adhered 12-inch o.c. DF, DFP, or EVF bFv (Lim. 9)
CW.AGs | Min. 1.5-inch PG-EE ) ) DL, DT, EV, DF, %’Eng?"v/’%g\f g 1725
1I-A or llI-H ribbon adhered 12-inch o.c. DFP, or EVF ! WB’ I ! (Lim. 9)
Min. 1.5-inch /I-A,
OPTIONAL 1I-A, H11-H, or 1II-l;
CW-A-67 Min. 1.5-inch ribbon athihEle-inch 0.c or DXC, DDF, EB, ribbon adh":i-dEEZ-inch o.c DF, DFP, or EVF PG-EE (L1|:12§)
111-A or 1lI-H ¢ | HD-A, HD-H, HD-, -C- :
KGB, or SR
Min. 1.5-inch /I-A,
CWAGS Iv(ﬁrﬁrqOS’-\:nA(lz_h PG-EE II-A, o ll-H; or PG-EE DL, DT,EV,DF, | CR-20,0MG-C,SBIV, | -172.5
N ribbon adhered 12-inch o.c. DXC, DDP, HD-A, ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
111-A or 1lI-H
HD-H, or SR
Min. 1.5-inch PG-EE PG-EE 1725
CW-A-69 | 1 Aorii-H | ribbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. DL, DT, or EV SB[V or SG-SA (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 1725
CW-AT0 | jyaori-H__| ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | 2F DFF. or EVF CR-20or WB I (Lim. 9)
OPTIONAL DG-OB DG-OB or DG-OS ribbon DL, DT, EV, DF, 180
CW-ATH I-G ribbon adhered 12-inch o.c. bxr adhered 12-inch o.c. DFP, or EVF wB i (Lim. 9)
OPTIONAL DG-OB DG-OB or DG-OS ribbon 180
CW-A-72 I-G ribbon adhered 12-inch o.c. bxr adhered 12-inch o.c. DL, DT, or EV S8V (Lim. 9)
OPTIONAL DG-OB DG-OB or DG-OS ribbon 180
CW-A-73 -G ribbon adhered 12-inch o.c. DXF adhered 12-inch o.c. DbF DFMA (Lim. 9)
OPTIONAL DG-OB DG-OB or DG-OS ribbon 180
CW-A-74 I1-G ribbon adhered 12-inch o.c. DXF adhered 12-inch o.c. DF or DFP CR-20 or TFM (Lim. 9)
OPTIONAL . .
' ) PG-EE Min. 1.5-inch PG-EE -180
CWATS | MIn 15080 | ibbon adhered 12-inch o.c. II-A ribbon adhered 12-inch o.c. | Db DT orEV SGP (Lim. 9)
Min. 1.5-inch /I-A or
OPTIONAL
' ) PG-EE IlI-1; or DXC, DDP, PG-EE -180
CW-A-76 M,'lrj;cf"l'l?jh ribbon adhered 12-inch o.c. EB, HD-A, HD-H, | ribbon adhered 12-incho.c. | PF DFP or EVF PG-EE (Lim. 9)
HD-I, KGB, or SR
CW.AT7 I\jljirﬁ)T:OSI-\:nAcI:_h PG-EE O:\AE')’;S'SE;B,‘;" ﬂ_DA-iq PG-EE DL, DT, EV,DF, | CR-20, OMG-C, SB IV, -180
o ribbon adhered 12-inch o.c. ! ’ ! ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
11-A or lI-] HD-H, or SR
Min. 1.5-inch PG-EE PG-EE 180
CW-A-78 II-A ribbon adhered 12-inch o.c. sU ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-3A (Lim. 9)
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System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
Min. 1.5:inch PG.EE PG-EE -180
CW-A79 I1-A ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. | PF PFP. or EVF CR-20or WB /I (Lim. 9)
OPTIONAL —
. . PG-EE Min. 1.5-inch -187.5
CW-A80 | Min. 1.54neh | ibbon adhered 12-inch o.c. -1 - DF, DFF, or EVF PG-EE (Lim. 9)
OPTIONAL DXC, DDP, EB
PTION PG-EE » DDP, EB, PG-EE -187.5
CW-A-81 | Min. 15inch | . HD-A, HD-H. HD-, | . DF, DFP, or EVF PG-EE .
I ribbon adhered 12-inch o.c. KGB, or SR ribbon adhered 12-inch o.c. (Lim. 9)
Wng2 | AL PG-EE DXC, DDP, HD-A, PG-EE DL, DT, EV,DF, | CR-20, OMG-C, SBIV, | -187.5
’ Il}-l ribbon adhered 12-inch o.c. HD-H, or SR ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
OPTIONAL
PTION PG-EE DXC, HD-A, HD-H, PG-EE -187.5
CW-A-83 Min. ;Iii'mCh ribbon adhered 12-inch o.c. or SR ribbon adhered 12-inch o.c. DL, DT, or EV SGP (Lim. 9)
OPTIONAL
PTION PG-EE DDP, HD-A, HD-H, PG-EE -187.5
CW-A-84 Min. ;I}f-),'mCh ribbon adhered 12-inch o.c. or SR ribbon adhered 12-inch o.c. DLor DT SG-SA (Lim. 9)
OPTIONAL
PTION PG-EE PG-EE 1875
CW-A-85 Min. I1/f>/—|nch ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. DL, DT, or EV SB IV or SG-SA (Lim. 9)
OPTIONAL
PTION PG-EE PG-EE -187.5
CW-A86 | Min. 1.54neh | ibbon adhered 12-inch o.c. Su ribbon adhered 12-inch o.c. | DF DFF:orEVE CR-20 or WB I (Lim. 9)
Min. 1.5-inch PG-EE PG-EE 1875
CW-A-87 -l ribbon adhered 12-inch o.c. DFS ribbon adhered 12-inch o.c. | PF PFP, or EVF bFV (Lim. 9)
PG-EE 195
CW-A-88 - ; EB KGB orHD4 | . FPOLE | DF DFPorEVE PG-EE Lmo)
OMG-C, SB IV, SG-SA
PG-EE DL, DT, EV, DF, ; SBIV, | 105
CW-AS9 - - HD-A, HD-H, or SR | it 0n adhered 12-inch o.c. DFP, or EVF SGP, P GW’:;E/I TEM,or 1 (Lim. 9)
PG-EE DL, DT, EV, DF, | OMG-C, SBIV, SG-SA, | 195
CW-A-90 - - bbp ribbon adhered 12-inch o.c. DFP, or EVF PG-EE, TFM, or WB I | (Lim. 9)
PG-EE DL, DT, EV, DF, | OMG-C, SGP, PG-EE, | -195
CW-A-01 - - DXxc ribbon adhered 12-inch o.c. DFP, or EVF TFM, or WB Il (Lim. 9)
CW-A-92 - ; DFS PG-EE DF, DFP, or EVF DFV -195
ribbon adhered 12-inch o.c. i ! (Lim. 9)
OPTIONAL DG-OB DG-OB, DG-OS or DG-IS | DL, DT, EV, DF, -205
CW-A-93 I-G ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DFP, or EVF WB Il or SGP (Lim. 9)
OPTIONAL DG-OB DG-OB, DG-OS or DG-IS -205
CW-A-94 -G ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DL SBIV (Lim. 9)
OPTIONAL DG-OB DG-OB, DG-OS or DG-IS -205
CW-A-95 I-G ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DF DFMA (Lim. 9)
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System Base Layer Base Insulation Top Layer Top Insulation MDP
No. Insulation Attachment Insulation Attachment ATUIELLS AT (psf)
OPTIONAL DG-OB DG-0B, DG-OS or DG-IS CR-20, OMG-C, or -205
CW-A-96 I1-G ribbon adhered 12-inch o.c. bxc ribbon adhered 12-inch o.c. DF or DFP TEM (Lim. 9)
Mechanically Fastened Assemblies over CWF Deck (New, Existing, or Recover)
B Insulation Membrane Fasteners Attachment Ll
No. (psf)
-30
CW-M-1 - DL Duro-Last Auger Fasteners and Auger Plates Aftached 6-inch o.c. within 3-inch tabs (Lim. 7;
spaced 60-inch o.c. Non-
HVHZ)
-37.5
Duro-Last Auger Fasteners and Auger Plates . . . (Lim. 7;
CW-M-2 - DL with Dow ENERFOAM™ Attached 6-inch o.c. along 3-inch tabs spaced 60-inch o.c. Non-
HVHZ)
Min. 0.5-inch . . . -45
CW-M-3 . DL Duro-Last Auger Fasteners and Auger Plates Attached 6-inch o.c. along 6-inch tabs spaced 57-inch o.c. .
Approved Insulation (Lim. 7)
M Min. 0.5-inch . Attached 6-inch o.c. along 6-inch tabs spaced 57-inch o.c. -52.5
CW-M-4 Approved Insulation DL Duro-Last Auger Fasteners and Auger Plates Tab Sealer 4725 applied at 60 ft?/gal. (Lim. 7)
'DTor . VERSA-FAST Fasteners and VERSA-Fast Metal 3 per VERSA-Fast Plate spaced 6-inch o.c. within 6-inch -60
CW-M-5 - Min. 60 mil . . .
DF Plates wide laps spaced 54-inch o.c. (Lim. 7)
DT DL or Fastened through the membrane 6-inch o.c.
CW-M-6 ) Minj 60,mil Duro-Last Auger Fasteners and Auger Plates in rows spaced 60-inch o.c.; -67.5
’ with Dow ENERFOAM™ 10-inch wide membrane welded over fastener rows (Lim. 7
DF . . .
with 1.5-inch wide heat weld.
DT DL or Fastened through the membrane 6-inch o.c.
CW-M-7 ) Min. 60 mil Duro-Last Auger Fasteners and Auger Plates in rows spaced 96-inch o.c.; -67.5
) with Dow ENERFOAM™ 10-inch wide membrane welded over fastener rows (Lim. 7
DF . . :
with 1.5-inch wide heat weld.
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Veper 2T Insulation Attachment Insulation Attachment TR U TS (psf)
Min. 0.5-inch DG-CR WB II, SG-SA,
G-A1 | DUrLastvapor | £GE A iiHor | ribbon adhered ; - pLDTELDE | ome-C, TFM, or (|_-i3:{59)
-1 12-inch o.c. ’ SB IV )
. . DG-CR ribbon
G-A-2 Duro-Las_t Vapor Min. 0.5-inch adhered _ ) DL, DT, or EV SGP -557.5
Barrier 1I-A, 1I-G, or II-] 12-inch o.c (Lim. 9)
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
Min. 0.5-inch DG-CR ribbon HD-A, HD-G, HD-I | DG-CR ribbon WB I, SB 1V,
G-A3 | PUCLESLVEPOT | gps A, K, or adhered DDP, FGF, lII-A, adhered PLDTEL D | se-sa ome-c, (i?r;,{sg)
1l-1 12-inch o.c. IlI-H, Ill-1, or SR 12-inch o.c ? TFM, or CR-20 ’
Duro-Last Vapor Min. 0.5-inch DG-CR ribbon HD-A, HD-G, HD-I, DG-CR ribbon 375
G-A-4 u Barrier p EPS, II-A, II-H, or adhered DDP, IlI-A, 11I-H, adhered DL, DT, or EV SGP (Lim. 9)
1l-1 12-inch o.c. Ill-l or SR 12-inch o.c ’
Min. 0.5-inch DG-CR ribbon DG-CR ribbon WB I, SB IV,
G-A5 | DUCLaStVapOr | epg i H, or adhered DXF or DXC adhered b, DT BV, DF: SGP, OMG-C, (L?n71.59)
1l-1 12-inch o.c. 12-inch o.c. ’ TFM, or CR-20 ’
G-A-6 - A ribbon adhered FGF ribbon adhered DF, DFP, or EVF PG-EE o
EPS, II-A, II-H, 1I-1, 12-inch o.c 12-inch o.c (Lim. 9)
1lI-A, II-H or IlI-] T T
Min. 0.5-inch Duro-Grip WB Il, SG-SA,
G-A-7 - FGF, Il-A, II-G, or | ribbon adhered ; - DBFEI’,T’O’E‘EVE;F | OMG-C, TFM, or (L'?:"%)
1I-H 12-inch o.c. 7 SB IV i
. . Duro-Grip
Min. 0.5-inch . -82.5
G-A-8 - 11-A, 11-G, or lI-H rlbbo_n adhered - - DL, DT, or EV SGP (Lim. 9)
12-inch o.c.
. . Duro-Grip Duro-Grip WB I, SB IV,
G-A9 - Min. 0.&inch ribbon adhered fiD-c Do, ribbon achered | P 2N EAPT | sG-sa ome-C, | (TAS
12-inch o.c. ’ 12-inch o.c. ’ TFM, or CR-20 ’
. . Duro-Grip Duro-Grip
G-A-10 - Min. 0.5-inch ribbon adhered | HD-G, DDP, or SR |  ribbon adhered DL, DT, or EV SGP -82.5
1I-G ; . (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 0.5-inch Duro-Grip HD-A, HD-G, DDP, | D GE-)(C:;I-?iSDr g;)?)f R S WB I, SB 1V, 82.5
G-A-11 - EPS, II-A, II-G, or ribbon adhered FGF, llI-A, adhered [SFP ,or E’VF ’ SG-SA, OMG-C, (Lim. 9)
1I-H 12-inch o.c. IlI-H, or SR ne ’ TFM, or CR-20 :
12-inch o.c
. . . DG-CR, DG-OB or
Min. 0.5-inch Duro-Grip ‘o
G-A-12 - EPS, II-A, -G, or | ribbon adhered | HD- HD-G, DDP, - DG-IS ribbon DL, DT, or EV sGP -82.5
. 1I-A, lll-H, or SR adhered (Lim. 9)
1I-H 12-inch o.c. )
12-inch o0.c
Min. 0.5-inch Duro-Grip Duro-Grip WB I, SB IV,
G-A-13 ; EPS, l-A, II-G,or |  ribbon adhered DXF or DXC ribbon adhered bL DT, BV OF SGP, OMG-C, (L-?:I.Sg)
1I-H 12-inch o.c. 12-inch o.c. ’ TFM, or CR-20 ’
OPTIONAL
. . DG-CR DG-CR WB I, SB IV,
G-A-14 - Min, T-inch ribbon adhered | 2D DXC DXF | rippon adhered | P BT EV. D SGP, OMG-C, | (90
12-inch o.c. ’ or SR, ’ 12-inch o.c. » 0 TFM, or CR-20 ( -9)
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
OPTIONAL
Min. 1.5-inch II-A,

Min. 1.5-inch _ DG-TF II-H, 1I-1, HI-A, 1lI-H, _ DG-TF .90
G-A-15 - ) II}-I ribbon adhered or lll-I; or ribbon adhered DF, DFP, or EVF TFM (Lim. 9)
12-inch o.c. DXC, DXF, DDP, 12-inch o.c. ’
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch /1-A
! CR-20, OMG-C,
Min. 1.5-inch _ be-1F IFH, 1A, or lIEH; | DG-TF DL, DT, EV, DF, SB IV, SGP, 90
G-A-16 - Y ribbon adhered or DXC, DXF, ribbon adhered DFP. or EVF SG-SA TFM. or (Lim. 9)
12-inch o.c. DDP, HD-A, HD-H, 12-inch o.c. ’ , ’ '
WB Il
or SR
OPTIONAL
Min. 1-inch DG-CR DG-CR WB I, SB IV,
G-A-17 ; EPS, II-A, II-G, ribbon adhered DXF or SR ribbon adhered DBFEI’DT’O’E‘EVE;F : SGP, OMG-C, (L'?n:jg)
1I-H, 1I-1, HI-A, 1lI- 12-inch o.c. 12-inch o.c. ! TFM, or CR-20 '
G, or lll-I
G-A-18 - - ; ; ; DF or DFP CR-20 -105
(Lim. 9)
OPTIONAL
Min. 1.5-inch lI-A, CR-20, OMG-C,
GA10 ) Min. 1.5-inch DGR A b | PSCR b DT EV,DF, | PG-EE SBI, 105
1I-H or II-I 19-inch o.c or lll-I; or DXC, 12-inch o.c DFP, or EVF SGP, TFM, or (Lim. 9)
e DXF, DDP, HD-A, e WB Il
HD-H, HD-I, or SR
. . DG-CR DG-CR
G-A-20 ; M}?,_;OSF;?ICh ribbon adhered | Min. 1.5inch FGF | ribbon adhered DF, DFP, or EVF Cfﬁnz/i?’o?%g-ﬁ’ (L-i:\).sg)
12-inch o.c. 12-inch o.c.
. . DG-CR DG-CR
G-A-21 ; Min. 1.5-inch ribbon adhered su ribbon adhered | DF, DFP,or EVF | CR-200r WB I -105
II-H or II-I 19-i . (Lim. 9)
inch o.c. 12-inch o.c.
. . DG-CR DG-CR
G-A-22 - Min. 1.5-inch ribbon adhered SU ribbon adhered DL, DT, or EV SBIVor SGP -105
II-H or II-I 19-i . (Lim. 9)
inch o.c. 12-inch o.c.
OPTIONAL
Min. 1.5-inch lI-A,
Min. 1.5-inch . PG-EE 1I-H, 1I-1, HI-A, 1lI-H, . PG-EE 112.5
G-A-23 - ) I/—I ribbon adhered or lll-I; or ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim '9)
12-inch o.c. DXC, DXF, DDP, 12-inch o.c. ’
EB, HD-A, HD-H,
HD-I, KGB, or SR

DLR12001.23

FL16039-R23

Page 32 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.




AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)

System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
OPTIONAL
Min. 1.5-inch lI-A,

Min. 1.5-inch DG-TF II-H, 1I-1, 1lI-A, or DG-TF 1125
G-A-24 - ) I/—I ribbon adhered IlI-H; or DXC, ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim '9)
12-inch o.c. DXF, DDP, EB, 12-inch o.c. ’
HD-A, HD-H, HD-I,
KGB, or SR
OPTIONAL DG-CR DG-CR
G-A-25 - Min. 1.5-inch lI-A, ribbon adhered Min. 1.5-inch FGF ribbon adhered DF, DFP, or EVF C#éo’o?%g'ﬁ’ (-L1|:nzg)
II-A, IlI-H, or IlI- 12-inch o.c. 12-inch o.c. i ’
OPTIONAL
Min. 1.5-inch lI-A, CR-20, OMG-C,
GADE ) Min. 1.5-inch oo CR | Ao | POCR | L DT EV,OF, | PGEESBIV, | 1125
1I-A or IlI-I 12-inch o.c or DXC, DXF, 12-inch o.c DFP, or EVF SGP, TFM, or (Lim. 9)
e DDP, HD-A, HD-H, e WB Il
HD-I, or SR
. . DG-CR DG-CR
G-A-27 - Min. 1.5-inch ribbon adhered su ribbon adhered | DF, DFP,or EVF | CR-20orwBi | 23
11-A or 111 . . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-CR DG-CR
G-A-28 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV seivorsgp | 1125
11-A or 111 . : (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch /I-A
. CR-20, OMG-C,
Min. 1.5-inch PG-EE or DG-TF | [I-H, lIFA, o lIlH; | PG-EE or DG-TF | ) pr gy pE, SB IV, SGP, 1125
G-A-29 - 11 ribbon adhered or DXC, DXF, ribbon adhered DFP. or EVF SG-SA. TFM. or (Lim. 9)
12-inch o.c. DDP, HD-A, HD-H, 12-inch o.c. ! ’ ’ ’
WB Il
or SR
Min. 1.5-inch PG-EE or DG-TF PG-EE or DG-TF 1125
G-A-30 - T ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il L
II-1 : : (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch PG-EE or DG-TF PG-EE or DG-TF 112.5
G-A-31 - T ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP L
II-1 . . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . PG-EE PG-EE
G-A-32 - Min. 1.5-inch ribbon adhered DFS ribbon adhered | DF, DFP, or EVF DFV -112.5
II-1 . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL
. . PG-EE . . PG-EE
Min. 1.5-inch . Min. 1.5-inch . CR-20, OMG-C, -127.5
G-A-33 - EPS. II-A, II-H, rlbbo_n adhered EGF rlbbo_n adhered DF, DFP, or EVF TFM, or WB If (Lim. 9)
WA H-H. or llI-I 12-inch o.c. 12-inch o.c.
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APPENDIX B
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. ey Slier Insulation Attachment Insulation Attachment sl e (psf)
|\5|)ir'1D T1|05’::nAé-h PG-EE Min. 1.5-inch PG-EE 1275
G-A-34 - EPS. II-A, II-H, nt;bz?ir:] sﬁlgeged FGF nt;bz?ir:] (a:\rc]ﬂ:)eged DL or DT SG-SA (Lim. 9)
HI-A, 11-H, or llI-] C. €.
Min. 1.5-inch 1IA,
G-A-35 - Min. 1.5-inch ribbon adhared o o fibbon adhered | DF, DFP, or EVF PG-EE “142.5
EPS il DXC, DXF, DDP, il » DFF, (Lim. 9)
C. EB, HD-A, HD-H, C.
HD-I, KGB, or SR
Min. 1.5-inch /1A,
. . PG-EE 1I-A, or ll-H; or PG-EE OMG-C, SB IV,
G-A-36 ; Min. ,:1,558"““ ribbon adhered | DXC. DXF, DDP, ribbon adhered DBF%T’OIF: LR SGP, SG-SA, d_}fg)
12-inch o.c. HD-A, HD-H, or 12-inch o.c ’ TFM, or WB Il '
SR
) . PG-EE PG-EE
G-A-37 - Min. 1.5-inch ribbon adhered su ribbon adhered | DF, DFP,or EVF | CR-200rws i | 1425
EPS . ) (Lim. 9)
12-inch o.c. 12-inch o.c
. ) PG-EE PG-EE
G-A-38 - Min. 1.5 inch ribbon adhered su ribbon adhered DL, DT, or EV seivorsep | 1425
EPS . . (Lim. 9)
12-inch o.c. 12-inch o.c
OPTIONAL
. . CR-20, PG-EE,
. . DG-CR Min. 1.5-inch llI-A, DG-CR , )
G-A-39 - Min. 1 >-inch ribbon adhered | or /i-H; or DXC, | ribbonadhered | P5 DT EV.DE | QMGG SBIV, (|-_1ii\2'g)
12-inch o.c. DXF, DDP, HD-A, 12-inch o.c. ’ WB Il ’ :
HD-H, HD-I, or SR
. ) DG-CR DG-CR
G-A-40 ; Min. 1.5-inch ribbon adhered su ribbon adhered DF, DFP,or EVF | CR-200rwBn | ;1425
1I-H ! ! (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-CR DG-CR
G-A-41 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV seivorsGp | 1423
1I-H ! . (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch 1IA,
Min. 1.5-inch PG-EE e PG-EE 150
G-A-42 - I-H rlt;téo_ir:‘sghoe(r;ed DXC, DXF, DDP, r|b1b2c3ir;]gghoe£ed DF, DFP, or EVF PG-EE (Lim. 9)
€. EB, HD-A, HD-H, €.
HD-I, KGB, or SR
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APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)

System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
OPTIONAL
Min. 1.5-inch lI-A,

Min. 1.5-inch DG-TF 1I-H, 1lI-A, or IlI-H; DG-TF 150
G-A-43 - ”_A O'r 1-H ribbon adhered or DXC, DXF, ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim. 9)
12-inch o.c. DDP, EB, HD-A, 12-inch o.c. ’
HD-H, HD-I, KGB,
or SR
Min. 1.5-inch lI-A,
. . DG-TF 1I-H, 1lI-A, or IlI-H; DG-TF SB 1V, SGP,
G-A-44 - M, Lo neh ribbon adhered or DXC, DXF, ribbon adhered | 5 DT ELDE 1 sG-sA, TFM, or (L'i::‘)g)
12-inch o.c. DDP, HD-A, HD-H, 12-inch o.c. ’ WB Il '
or SR
. . DG-TF DG-TF
G-A-45 - Min, 1.5-inch ribbon adhered su ribbon adhered | DF, DFP, orEVF | CR-20orwB il | 150
1I-A or II-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-TF DG-TF
G-A-46 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV SB IV or SGP -150
1I-A or II-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch bG-1F bG-1F -150
G-A-47 - . ribbon adhered DFS ribbon adhered DF, DFP, or EVF DFV .
1I-A, 1I-H, or II-I . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL CR-20, PG-EE,
G-A-48 - Min. 1.5-inch fibbon adhared DXF ibbon aaored | DL DT EV.DF, | OMG-C,SBIV. | 150
1I-A, 1I-H, 1lI-A, 12-inch o.c 12-inch o.c DFP, or EVF SGP, SG-SA TFM, (Lim. 9)
IlI-H, or IlI- T o or WB Il
ﬁﬁﬂ%’jﬁé—h PG-EE Min. 1.5-inch PG-EE 150
G-A-49 - T ribbon adhered 1I-A, lI-A or IlI-H, ribbon adhered DL, DT, or EV SGP .
1-A, 1I-H, 11I-A, ! ! (Lim. 9)
12-inch o.c. or DDP 12-inch o.c.
IlI-H, or IlI-I
oPTONAL PG-EE Min. 1.5-inch PG-EE 150
G-A-50 - T ribbon adhered 1I-A, II-H or llI-A; or ribbon adhered DL or DT SG-SA .
1I-A, 1I-H, 1lI-A, . . (Lim. 9)
12-inch o.c. DXC 12-inch o.c.
IlI-H, or IlI-
. . PG-EE PG-EE, SB IV,
G-A-51 - Min. 1.>-inch ribbon adhered - - br DT B 2 SGP, SG-SA, (L-i:fog)
12-inch o.c. g TEM, or WB Il ’
Min. 1.5-inch PGEE PGEE 150
G-A-52 - T c ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB II .
1-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch PG-EE PG-EE -150
G-A-53 - . ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP .
1-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
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APPENDIX B
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
Min. 1.5-inch PG-EE PG-EE 150
G-A-54 - . ribbon adhered DFS ribbon adhered DF, DFP, or EVF DFV .
1-H : : (Lim. 9)
12-inch o.c. 12-inch o.c.
|\5|)ir'1D T1|05’::nAé-h PG-EE Min. 1.5-inch PG-EE 165
G-A-55 - I1-A, I11-A, lI-H, or ribbon adhered 1A or lI-H ribbon adhered DL or DT SG-SA (Lim. 9)
1l 12-inch o.c. 12-inch o.c.
OPTIONAL
Min. 1.5-inch llI-A,
G-A-56 - Min. 1.5-inch ribbcg\i-;—lfered or lll-H; or DXC, ribbnge;;—r,\:ered DF, DFP,or EVF |  PG-EE or TFM 165
1-H 19-inch o.c DXF, DDP, EB, 12-inch o.c ’ ’ (Lim. 9)
e HD-A, HD-H, HD-I, e
KGB, or SR
Min. 1.5-inch llI-A,
G-A-57 - Min. 1.5-inch ribbcg\i-;—lfered or lli-H or DXC, ribbgwczgr,\:ered DL, DT, EV, DF, %’2'53’ ?A;\IAG-OCF -165
1-H . DXF, DDP, HD-A, . DFP, or EVF ’ ’ (Lim. 9)
12-inch o.c. 12-inch o.c. WB Il
HD-H, or SR
Min. 1.5-inch DG-TF Min. 1.5-inch /lI-H; DG-TF 165
G-A-58 - ) III.-H ribbon adhered or DDP, HD-A, ribbon adhered DL, DT, or EV SG-SA or SGP (Lim. 9)
12-inch o.c. HD-H, or SR 12-inch o.c. i
. . DG-TF DG-TF
G-A-59 - Min. 1.5-inch ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB II 165
I-H \ ! (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch DG-1F DG-1F -165
G-A-60 - Ty ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP .
I-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL DG-TF DG-TF
G-A-61 ; Min. 1.5-inch ribbon adhered DXF ribbon adhered DBFEI’DT’O’;: LR CIC'ZT‘,)_:J Go-rEVIT:/,BSIIB (|-_1i;2'g)
EPS or IlI-A 12-inch o.c. 12-inch o.c. ! 7 7 i
Min. 1.5-inch ik pL, DT, Ev,DF, | CR:20 OMGC, | 4755
G-A-62 1A or lI-H ribbon adhered - - DFP. or EVF PG-EE, SB IV, (Lim. 9)
12-inch o.c. ! TFM, or WB 1] i
Min. 1.5-inch lI-A,
OPTIONAL PG-EE HI-A, IlI-H, or IlI-I; PG-EE A72.5
G-A-63 - Min. 1.5-inch ribbon adhered or DXC, DDP, EB, ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
1lI-A or IlI-H 12-inch o.c. HD-A, HD-H, HD-I, 12-inch o.c. '
KGB, or SR
Min. 1.5-inch /I-A
OPTIONAL PG-EE 7 PG-EE CR-20, OMG-C,
G-A-64 - Min. 1.5-inch ribbon adhered HI-A, or lll-H, or ribbon adhered DL, DT, EV, DF, SB IV, TFM, or -172.5
. DXC, DDP, HD-A, . DFP, or EVF (Lim. 9)
11I-A or IlI-H 12-inch o.c. HD-H. or SR 12-inch o.c. WB Il
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
Min. 1.5-inch PG-EE PG-EE A725
G-A-65 - . ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il L
II-A or IlI-H : : (Lim. 9)
12-inch o.c. 12-inch o.c.
. . PG-EE PG-EE
G-A-66 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV SB IV or SGP A72.5
II-A or IlI-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL DG-OB DG-0OB or DG-0OS
G-A-67 ; EPS, Il-A, Il-G, or |  ribbon adhered DXF ribbon adhered DL, DT, EV, DF, WB Il -180
. . DFP, or EVF (Lim. 9)
II-H 12-inch o.c. 12-inch o.c.
OPTIONAL DG-0OB DG-OB or DG-0OS 180
G-A-68 - EPS, II-A, II-G, or ribbon adhered DXF ribbon adhered DL, DT, or EV SB IV .
. . (Lim. 9)
II-H 12-inch o.c. 12-inch o.c.
OPTIONAL DG-0OB DG-0OB or DG-0OS 180
G-A-69 - EPS, II-A, II-G, or ribbon adhered DXF ribbon adhered DF DFMA (Lim. 9)
1I-H 12-inch o.c. 12-inch o.c. ’
OPTIONAL DG-OB DG-0OB or DG-0OS
G-A-70 ; EPS, ll-A, II-G, or | ribbon adhered DXF ribbon adhered DF or DFP CR-20, TCID:’,‘\”/,G'C’ or (L-i1n?09)
1I-H 12-inch o.c. 12-inch o.c. ’
DG-0OB, DG-0S or
G-A-71 - EPgPI-Il:L(\) ’;l/AcI;_ or ribbc?nG a-l(d)hBered DXC DG-IS ribbon DL, DT, EV, DF, WB Il -180
’ . ’ . adhered DFP, or EVF (Lim. 9)
1I-H 12-inch o.c. :
12-inch o.c.
OPTIONAL DG-OB DGb%B}SDr%boof\ or 180
G-A-72 - EPS, II-A, II-G, or ribbon adhered DXC 5 DL, DT, or EV SB IV or SGP .
. adhered (Lim. 9)
1I-H 12-inch o.c. .
12-inch o.c.
OPTIONAL DG-OB DGb%’?;SDrﬁ)fi or 180
G-A-73 - EPS, II-A, II-G, or ribbon adhered DXC o DF DFMA .
; adhered (Lim. 9)
1I-H 12-inch o.c. :
12-inch o.c.
DG-0OB, DG-0OS or
OPTIONAL DG-OB [
G-A-74 - EPS, ll-A, II-G, or | ribbon adhered DXC DS Hobon DF or DFP CR-20, OMG-C, or | -180
. adhered TFM (Lim. 9)
1I-H 12-inch o.c. .
12-inch o.c.
DG-OB DG-0OB
G-A-75 ; EPS, II-A, IFG, or | ipon adhered su ribbon adhered | DF, DFP, or EVF | CR-200r WB II -180
I-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
DG-OB DG-OB
G-A-76 ; EPS, Il-A, Il-G, or | ippon adhered su ribbon adhered DL, DT, or EV SB IV or SGP -180
1-H : . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL PG-EE . .
G-A-T7 - Min. 1.5-inch ribbon adhered Min. 1-5-inch - DL, DT, or EV SGP (L-i1n?09)
1I-A or lll-] 12-inch o.c. i
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
Min. 1.5-inch II-A

OPTIONAL PG-EE or IlI-I; or DXC, PG-EE 180
G-A-78 - Min. 1.5-inch ribbon adhered DDP, EB, HD-A, ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
1I-A or -1 12-inch o.c. HD-H, HD-I, KGB, 12-inch o.c. ’
or SR
OPTIONAL PG-EE Min. 1.5-inch lI-A; PG-EE DL DT EV. DF CR-20, OMG-C, 180
G-A-79 - Min. 1.5-inch ribbon adhered or DXC, DDP, HD- ribbon adhered D’FP ’or E’VF ’ SB IV, TFM, or (Lim. 9)
1I-A or Ill-] 12-inch o.c. A, HD-H, or SR 12-inch o.c. ’ WB Il ’
Min. 1.5-inch PG-EE PG-EE 180
G-A-80 - . ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB II .
1-A : : (Lim. 9)
12-inch o.c. 12-inch o.c.
Min. 1.5-inch PG-EE PG-EE -180
G-A-81 - ) ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP .
1-A ! . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . PG-EE PG-EE
G-A-82 - Min. 1.5-inch ribbon adhered DFS ribbon adhered | DF, DFP, or EVF DFV -180
1I-A . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL PG-EE . .
G-A-83 - Min. 1.5-inch ribbon adhered Min. 1.5-inch - DF, DFP, or EVF PG-EE -187.5
, -1 (Lim. 9)
1-1 12-inch o.c.
OPTIONAL PG-EE DXC, DDP, EB, PG-EE 1875
G-A-84 - Min. 1.5-inch ribbon adhered HD-A, HD-H, HD-I, ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
1I-1 12-inch o.c. KGB, or SR 12-inch o.c. ’
OPTIONAL PG-EE PG-EE CR-20, OMG-C,
G-A-85 ; Min. 1.5-inch ribbon adhered ngb_EI’_IDP g gDR'A' ribbon adhered DBFEI’DT’O’;: LR SB IV, TFM, or (I'_1iﬁ‘7'g)
1I-1 12-inch o.c. » 0 12-inch o.c. i WB Il i
OPTIONAL PG-EE PG-EE
G-A-86 - Min. 1.5-inch ribbon adhered | PXC Féf’g‘éHD'H’ ribbon adhered DL, DT, or EV sGP (I'_1iﬁ‘7'g)
1I-1 12-inch o.c. 12-inch o.c. i
OPTIONAL PG-EE PG-EE
G-A-87 - Min. 1.5-inch ribbon adhered | PPP HDA HD-H, 1 ipon adhered DL or DT SG-SA -187.5
. or SR . (Lim. 9)
1l-1 12-inch o.c. 12-inch o.c.
. . PG-EE PG-EE
G-A-88 - Min. 1.5-inch ribbon adhered su ribbon adhered | DF, DFP, orEVF | cR-20orwBn | 1873
-1 . . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . PG-EE PG-EE
G-A-89 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV seivorsgp | 1875
-1 . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL
Min. 1.5-inch DG-TF Min. 1.5-inch llI-A; DG-TF 1875
G-A-90 - .III.-A ribbon adhered or DXC, DDP, EB, ribbon adhered DF, DFP, or EVF PG-EE or TFM Lim '9
12-inch o.c. HD-A, HD-H, HD-, 12-inch o.c. (Lim. 9)
KGB, or SR
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System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. ey Slier Insulation Attachment Insulation Attachment sl e (psf)
. . DG-TF Min. 1.5-inch llI-A; DG-TF CR-20, OMG-C,
G-A-91 - Min. 1.5inch ribbon adhered or DDP, HD-A, ribbon adhered | PZ DT EL DR | B v, M, or (|-_1ir8n7'g)
12-inch o.c. HD-H, or SR 12-inch o.c. ’ WB Il ’
L DG-TF DG-TF
Min. 1.5-inch . DDP, HD-A, . -187.5
G-A-92 - HII-A rlbbo_n adhered HD-H, or SR rlbbo_n adhered DL or DT SG-SA (Lim. 9)
12-inch o.c. 12-inch o.c.
. ) DG-TF DG-TF
G-A-93 ; Min. 1.5-inch ribbon adhered HD-A, HD-H, or ribbon adhered DL, DT, or EV SGP -187.5
1-A . SR . (Lim. 9)
12-inch o.c. 12-inch o.c.
L DG-TF DG-TF
G-A-94 - Min. 1.5-inch ribbon adhered su ribbon adhered | DF, DFP, or EVF | CR-200rws i | 875
11-A ! ! (Lim. 9)
12-inch o.c. 12-inch o.c.
o DG-TF DG-TF
G-A-95 - Min. 1.5-inch ribbon adhered su ribbon adhered DL, DT, or EV seivorsep | 1875
11-A ! ! (Lim. 9)
12-inch o.c. 12-inch o.c.
DG-0S DG-0OB or DG-0OS
G-A-96 ; EP(?SPITI'/?N’?';I ., | ribbon adhered DXF ribbon adhered bL DT, BV, OF WB I L'.:‘?sg
» 1A, or i 12-inch o.c. 12-inch o.c. ' 0 (Lim. 9)
DG-0OS DG-OB or DG-0OS
G-A-97 ; pa AL | ribbon adhered DXF ribbon adhered DL, DT, or EV SBIV 98
» 1A, or i 12-inch o.c. 12-inch o.c. (Lim. 9)
DG-0S DG-OB or DG-0OS
G-A-98 - OPTIONAL ribbon adhered DXF ribbon adhered DF DFMA 195
EPS, II-A, or II-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
DG-0S DG-OB or DG-0OS
G-A-99 - OPTIONAL ribbon adhered DXF ribbon adhered DF or DFP CR-20 or TFM 195
EPS, II-A, or lI-H . . (Lim. 9)
12-inch o.c. 12-inch o.c.
G.0S DG-0B, DG-0S or
OPTIONAL . DG-IS ribbon DL, DT, EV, DF, -195
ESASI00 - EPS, II-A, or [l-H | 'ibbon adhered DXxc adhered DFP, or EVF we i (Lim. 9)
12-inch o.c. .
12-inch o.c.
DG-0S DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon -195
G-A-101 - EPS, II-A, or lI-H rlbboh adhered DXC adhered DL SB IV (Lim. 9)
12-inch o.c. :
12-inch o.c.
DG-0S DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon -195
G-A-102 - EPS, II-A, or II-H rlbbo_n adhered DXC adhered DL, DT, or EV SGP (Lim. 9)
12-inch o.c. .
12-inch o.c.
DG-0S DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon -195
G-A-103 - EPS. II-A, or lI-H rlbbqn adhered DXC adhered DF DFMA (Lim. 9)
12-inch o.c. 12-inch o.c
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AMRIZE BUILDING ENVELOPE LLC

dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
DG-0S DG-0B, DG-0OS or
OPTIONAL . DG-IS ribbon CR-20, OMG-C, or -195
G-A-104 - EPS, Il-A, or Il-H | fibbon adhered bxc adhered DF or DFP TFM (Lim. 9)
12-inch o.c. ;
12-inch o.c.
DG-TF 195
G-A-105 - - - SR ribbon adhered DF or DFP OMG-C (Lim. 9)
12-inch o.c. ’
PG-EE 495
G-A-106 - - - EB ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
12-inch o.c. ’
DG-TF
. DL, DT, EV, DF, WB I, SB IV, -202.5
G-A-107 - - - SR ribbon adhered s e ! ¢ -
12-inch o.c. DFP, or EVF SGP, or CR-20 (Lim. 9)
PG-EE OMG-C, SB IV,
G-A-108 - - - DDP, 104, or ribbon adhered | P DT ELDE | sG-sa, PG-EE, or (I-_zi?nz.g)
12-inch o.c. 7 WB Il i
CR-20, OMG-C
OPTIONAL DG-TF DG-TF ’ ’
G-A-109 - Min. 1.5-inch ribbon adhered DDP ribbon adhered DL, DT, EV. DF, PG-EE, SB IV, '2.02'5
. . DFP, or EVF SG-SA, TFM, or (Lim. 9)
EPS 12-inch o.c. 12-inch o.c. WB Il
PG-EE CR-20, OMG-C,
G-A-110 ; ; ; HD-H ribbon adhered bL DT, BV OF PG-EE, SB IV, (L'ii: 09)
12-inch o.c. i TFM, or WB Il i
OPTIONAL DG-CR DG-CR 210
G-A-111 - Min. 1.5-inch ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II (Lim. 9)
1I-A 12-inch o.c. 12-inch o.c. i
OPTIONAL DG-CR DG-CR 210
G-A-112 - Min. 1.5-inch ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (Lim. 9)
1I-A 12-inch o.c. 12-inch o.c. i
DG-0OB DG-0OB
G-A-113 - OPTIONAL ribbon adhered su ribbon adhered | DF, DFP, or EVF CR-20 210
1-A ! . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-TF DG-TF
G-A-114 - Min. 1.5-inch ribbon adhered su ribbon adhered DF, DFP, or EVF CR-20 210
EPS . . (Lim. 9)
12-inch o.c. 12-inch o.c.
PG-EE 210
G-A-115 - - - SU ribbon adhered DF, DFP, or EVF CR-20 .
12-inch o.c. (Lim. 9)
DG-OB DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon DL, DT, EV, DF, -217.5
G-A-116 - 1A rlbbop adhered DXC adhered DFP. or EVF WB I (Lim. 9)
12-inch o.c. 12-inch o.c
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PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
DG-OB DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon 217.5
G-A-117 - A ribbon adhered DXC - dhored DL SBIV (Lim. 9)
12-inch o.c. ;
12-inch o.c.
DG-OB DG-0B, DG-OS or
G-A-118 - OPTIONAL ribbon adhered DXC DG-IS ribbon DF DFMA -217.5
1I-A . adhered (Lim. 9)
12-inch o.c. .
12-inch o.c.
DG-OB DG-0OB, DG-0S or
OPTIONAL . DG-IS ribbon CR-20, OMG-C, or | -217.5
G-A-119 - A rlbbo_n adhered DXC adhered DF or DFP TEM (Lim. 9)
12-inch o.c. :
12-inch o.c.
DG-OB DG-OB
G-A-120 - OPTIONAL ribbon adhered SU ribbon adhered DF, DFP, or EVF WB Il '2.17'5
1I-A . . (Lim. 9)
12-inch o.c. 12-inch o.c.
DG-OB DG-OB
G-A-121 ; OFTIONAL ribbon adhered su ribbon adhered DL, DT, or EV SB IV or SGP -217.5
1I-A . . (Lim. 9)
12-inch o.c. 12-inch o.c.
CR-20, OMG-C,
OPTIONAL _ be-TF _ be-TF DL DT,EV,DF, | PGEE SBIV, | -217.5
G-A-122 - Min. 1.5-inch ribbon adhered SR ribbon adhered .
EPs ihoh oo o ihoh on DFP, or EVF SG-SA, SGP, (Lim. 9)
C- C. TFM, or WB Il
OPTIONAL DG-TF DG-TF CR-20, OMG-C,
G-A-123 ; Min. 1.5-inch ribbon adhered HD-H ribbon adhered DBF%T’O’E ‘E’VDFF ’ PG-EE, SB IV, ('in::'g)
EPS 12-inch o.c. 12-inch o.c. ’ TFM, or WB 1] i
. . DG-CR DG-CR PG-EE, CR-20,
G-A-124 - Min. ,},‘_i"”Ch ribbon adhered D)ch jD%rg%A’ ribbon adhered | DF, DFP, or EVF OMG-C, (-in::'g)
12-inch o.c. 7 12-inch o.c. TFM, or WB 1] i
. . DG-CR DG-CR
G-A-125 ; Min. 1.5-inch ribbon adhered DXF ribbon adhered DF, DFP, or evF | PCEE CR-20,0r | -217.5
1I-A ! ! TFM (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-CR DG-CR
G-A-126 ; Min. 1.5-inch ribbon adhered DXF ribbon adhered DF, DFP, or evF | PCEE CR-20,0r | -217.5
1I-A ! ! TFM (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-CR DG-CR PG-EE, CR-20,
G-A-127 - Min. 1 S-inch ribbon adhered | OF IONAL | ribbon adhered | DF, DFP, or EVF OMG-C, 21
12-inch o.c. - 1.5-inc 12-inch o.c. or WB /] (Lim. 9)
. . DG-TF DG-TF CR-20, OMG-C,
G-A-128 ; Min. 1.5-inch ribbon adhered DXC ribbon adhered DL, DT, EV, DF, | bG_£E TFM, or -225
EPS ! ! DFP, or EVF (Lim. 9)
12-inch o.c. 12-inch o.c. WB Il
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

| CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
CR-20, OMG-C
. . DG-TF DG-TF g ’
Min. 1.5-inch . . DL, DT, EV, DF, PG-EE, SB 1V, -225
G-A-129 - EPS r'ﬁg?{:\gﬁ';eged HD-A ”ﬁg‘f;gﬁ'ﬁe" DFP, or EVF SG-SA, SGP, (Lim. 9)
T o TFM, or WB 1]
. . DG-TF DG-TF
G-A-130 - Min. 1.5-inch ribbon adhered | EB, KGB, or HD-I | ribbon adhered | DF, DFP, or EVF | PG-EE or TFM 225
EPS . . (Lim. 9)
12-inch o.c. 12-inch o.c.
. . DG-TF DG-TF
G-A-131 - Min. 1.5-inch ribbon adhered su ribbon adhered DF, DFP, or EVF WB I 225
EPS . . (Lim. 9)
12-inch o.c. 12-inch o.c.
OPTIONAL DG-TF DG-TF 225
G-A-132 - Min. 1.5-inch ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (Lim. 9)
EPS 12-inch o.c. 12-inch o.c. i
. . DG-TF DG-TF
G-A-133 - Min. 1.5-inch ribbon adhered DFS ribbon adhered 12- | DF, DFP, or EVF DFV -225
EPS : . (Lim. 9)
12-inch o.c. inch o.c.
DG-CR PG-EE, CR-20, SB
G-A-134 ; ; ; DDP ribbon adhered DBFE,’,T’O’f ‘E_’Vi’: | v, sG-sA, TFM, (L-i2n?59)
12-inch o.c. ’ or WB I i
DG-TF CR-20, OMG-C,
G-A-135 - - ; DXC ribbon adhered DBFE,’DT’O’E \éviF | PG-EE, TFM, or ('Lﬁﬁf'g)
12-inch o.c. i WB Il i
DGTF CR-20, OMG-C,
. DL, DT, EV, DF, PG-EE, SB IV, -232.5
G-A-136 - - - HD-A ribbon adhered DFP, or EVF SGP, TFM,or | (Lim. 9)
12-inch o.c.
WB ||
DG-CR 240
G-A-137 - - - DXF ribbon adhered DF, DFP, or EVF PG-EE or TFM Li
12-inch o.c. (Lim. 9)
PG-EE 2475
G-A-138 - - - KGB ribbon adhered DF, DFP, or EVF PG-EE Lim.
12-inch o.c. (Lim. 9)
PG-EE CR-20, OMG-C,
G-A-139 - - ; DXC or SR ribbon adhered DBF%T’O’E ‘E’VDFF | PG-EE, TFM, or (L'izn‘:’SQ)
12-inch o.c. i WB Il i
PG-EE 255
G-A-140 - - - SR ribbon adhered DL, DT, or EV SB IV .
12-inch o.c. (Lim. 9)
PG-EE 255
G-A-141 - - - SU ribbon adhered DF, DFP, or EVF WB Il (Lim. 9)
12-inch o.c. i
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AMRIZE BUILDING ENVELOPE LLC

v C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Assemblies with All Layers Adhered over Gypsum Deck (New or Existing)
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. Ve iy Insulation Attachment Insulation Attachment T RUEIE TR (psf)
PG-EE 255
G-A-142 - - - SU ribbon adhered DL, DT, or EV SB IV or SGP .
! (Lim. 9)
12-inch o.c.
PG-EE .255
G-A-143 - - - DFS ribbon adhered DF, DFP, or EVF DFV .
. (Lim. 9)
12-inch o.c.
DG-TF 270
G-A-144 - - - KGB or HD-I ribbon adhered DF, DFP, or EVF TFM or PG-EE .
. (Lim. 9)
12-inch o.c.
DG-TF 270
G-A-145 - - - EB ribbon adhered DF, DFP, or EVF TFM .
. (Lim. 9)
12-inch o.c.
DG-TF 270
G-A-146 - - - SU ribbon adhered DF, DFP, or EVF WB Il .
. (Lim. 9)
12-inch o.c.
DG-TF 270
G-A-147 - - - SU ribbon adhered DL, DT, or EV SGP .
. (Lim. 9)
12-inch o.c.
DG-TF 270
G-A-148 - - - DFS ribbon adhered 12- DF, DFP, or EVF DFV .
. (Lim. 9)
inch o.c.
DG-CR
G-A-149 - - ; HD-A ribbon adhered DF, DFP, or EVF | CR-20 TFM, or -300
. WB II (Lim. 9)
12-inch o.c.
DG-CR
G-A-150 - - ; HD-H ribbon adhered DF, DFP, or EvF | FPG-EE TFM or | -307.5
! WB Il (Lim. 9)
12-inch o.c.
DG-CR
. DL, DT, EV, DF, PG-EE, CR-20, SB -330
G-A-151 - - - SR ribbon adhered DFP, or EVF IV, or WB Il (Lim. 9)
12-inch o.c.
Mechanically Fastened Assemblies over Poured Gypsum Deck (New or Existing)
System Insulation or Insulation or Base Sheet Attachment Membrane Membrane Attachment MDP
No. Base Sheet (psf)
Min. 1.8-inch TRUFAST Twin Loc-Nail Assembled .30
Fasteners secured through the membrane 6-inch o.c. in (Lim. 7;
G-M-1 - - DT rows spaced 60-inch o.c.; 10-inch wide cover strip N ~
. . . on-
welded over fastener rows with 1.5-inch wide heat
HVHZ)
weld.
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| AMRIZE BUILDING ENVELOPE LLC
E E dba DURO-LAST ROOFING
f C R K [APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Assemblies over Poured Gypsum Deck (New or Existing)
DU ligtlziem o Insulation or Base Sheet Attachment Membrane Membrane Attachment LD
No. Base Sheet (psf)
TRUFAST VERSA-FAST Metal Plates and TRUFAST -30
G-M-2 } } DL VERSA-FAST Fasteners at a rate of 3 per VERSA- (Lim. 7;
FAST Plate installed 12-inch o.c. within the 3-inch tabs; Non-
Tabs spaced 60-inch o.c. HVHZ)
. . -37.5
Min. 3-inch Duro-Last Auger Fasteners and Auger . .
G-M-3 Duro-Guard EPS - DL Plates secured 6-inch o.c. along 3-wide tabs (Lim. 7;
Fan Fold : Non-
spaced 60-inch o.c. HVHZ)
1.4-inch TRUFAST Twin Loc-Nail Assembled -37.5
ML SBS Premium Poly Fastener secured 7-inch o.c. at the 3-inch wide . (Lim. 7;
G-M-4 Base side laps and 14-inch o.c. in two (2) equally brF CR-20 Non-
spaced, staggered rows in the field of the roll HVHZ)

Min. 2.5-inch Duro-Last Auger Fasteners and Auger
Plates or TRUFAST Twin Loc Coiled Batten Bar and
min. 1.8-inch TRUFAST Twin Loc-Nail Batten Fastener -45
secured through the membrane 6-inch o.c. in rows (Lim. 7)
spaced 48-inch o.c.; 10-inch wide cover strip welded
over fastener rows with 1.5-inch wide heat weld.
TRUFAST VERSA-FAST Metal Plates and TRUFAST
G-M-6 } ) DL VERSA-FAST Fasteners at a rate of 3 per VERSA- -52.5
FAST Plate installed 6-inch o.c. within the 3-inch tabs; (Lim. 7)
Tabs spaced 60-inch o.c.
Min. 1.8-inch TRUFAST Twin Loc-Nail Assembled
Fastener secured through the membrane 6-inch o.c. in

G-M-5 - - DT or DL

G-M-7 - - DT or DL rows spaced 48-inch o.c.; 10-inch wide cover strip (Li-r?lo 7)
welded over fastener rows with 1.5-inch wide heat :
weld.
TRUFAST Twin Loc Coiled Batten Bar and
min. 1.8-inch TRUFAST Twin Loc-Nail Batten Fastener 82,5
G-M-8 - - DT or DL secured through the membrane 3-inch o.c. in rows (Lim- 7)
spaced 48-inch o.c.; 10-inch wide cover strip welded '
over fastener rows with 1.5-inch wide heat weld.
Adhered Lightweight Insulating Concrete Assemblies over Concrete Deck (New or Existing)

S LwWiIC Membrane Membrane Attachment Ll
No. (psf)
LC-A-1 Min. 300 psi Celcore MF with HS Rheology Admixture DL, DT, DF or DFP WB Il, SB IV, CR-20, PG-EE, or TFM (Li-:15 9)

Min. 330 psi LWIC -45
LC-A-2 (MCRF > 91 Ibf using TRUFAST Twin Loc-Nail) DL, DT, DF or DFP WB I, SB IV, CR-20, PG-EE, or TFM (Lim. 9)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Adhered Lightweight Insulating Concrete Assemblies over Concrete Deck (New or Existing)
S LwWiIC Membrane Membrane Attachment LDl
No. (psf)
-62.5
LC-A-3 Min. 160 psi LWIC DF or DFP CR-20, PG-EE, or TFM (Lim. >
only)
LC-A-4 Min. 270 psi Elastizell with Zell-Crete Fibers DL or DT WB Il (Li-r-rlls 9)
Min. 340 psi Celcore MF with HS Rheology Admixture WB I, SB IV, -82.5
LC-A-5 above Celcore S-1 DL, DT, DF or DFP CR-20 (at 6 Ibs/100-ft2), , PG-EE, or TFM (Lim. 9)
AL Min. 390 psi Celcore MF with HS Rheology Admixture WB I, SB IV, -90
LC-A6 above Celcore S-1. DL, DT, DF or DFP CR-20 (at 6 Ibs/100-ft?), , PG-EE, or TFM (Lim. 9)
LC-A-7 Min. 270 psi Elastizell with Zell-Crete Fibers DL or DT SB IV (Li-r?10 9)
-137.5
Min. 250 psi Elastizell with Zell-Crete Fibers (Lim. 9
LC-A-8 and topped with Zell-erator tor Sealer DF or DFP CR-20, PG-EE, or TFM HVHZ
only)
-162.5
AL Min. 300 psi Celcore MF with HS Rheology Admixture . . (Lim. 9
ECAS topped with Celcore PVA curing compound DF or DFP CR-20, PG-EE, or TFM HVHZ
only)
AL Min. 300 psi Celcore MF with HS Rheology Admixture -285
LC-A-10 topped with Celcore PVA curing compound DL, DT, DF or DFP weli (Lim. 9)
Min. 200 psi LWIC 4575
LC-A-11 (MCRF = 60 Ibf using TRUFAST FM-90 Base Sheet DL, DT, DF or DFP WB I LT
(Lim. 9)
Fastener)
LC-A-12 Min. 200 psi Elastizell with Zell-Crete Fibers DL, DT, DF or DFP WB Il (L-i‘:fsg)
Mechanically Attached Lightweight Insulating Concrete Assemblies over Concrete Deck (New or Existing)
Sy'\?(t)em LwiC Base Sheet Base Sheet Attachment Membrane Membrane Attachment %gg
Min. 360 psi LWIC Duro-Last Auger Fasteners and Auger -37.5
M (MCRF = 185 Ibf using } } Plates attached 6-inch o.c. in rows (Lim. 7;
el Duro-Last Auger DT, DL, or DF spaced 60 in. o.c. and encapsulated Non-
Fasteners) with 6-inch wide cover strip of DL HVHZ)
Min. 290 psi Celcore MF TRUFAST VERSA-FAST Metal Plates
with HS Rheology and TRUFAST VERSA-FAST -37.5
LC-M-2 Admixture; or Existing ) ) DL Fasteners at a rate of 3 per VERSA- (Lim. 7
LWIC (MCRF = 119 Ibf FAST Plate Alternate spaced 6-inch Non-
using TRUFAST o.c. within 3-inch wide tabs spaced 60- HVHZ)
VERSA-FAST Fastener) inch o.c.

DLR12001.23

FL16039-R23

Page 45 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other

product attributes that are not specifically addressed herein.



| CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]
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APPENDIX B
Mechanically Attached Lightweight Insulating Concrete Assemblies over Concrete Deck (New or Existing)
Sy'\it)em LwWiIC Base Sheet Base Sheet Attachment Membrane Membrane Attachment %Ls)g
. . TRUFAST Twin Loc Coiled Batten Bar
Min. 330 psi LWIC and min. 1.8-inch TRUFAST Twin Loc-
(MCRF 2 91 bf using Nail Batten Fastener attached 3-inch -45
LC-M-3 1.8-inch TRUFAST Twin - - DT, DL, or DF ; : .
) o.c. in rows spaced 48-inch o.c. and (Lim. 7)
Loc-Nail Batten . . .
Fastener) encapsulated w]th 6-inch wide cover
strip of DL
PermaPly 28 secured with TRUFAST
Existing min. 390 psi PermaPly 28 FM-90 Base Sheet Fasteners spaced
LC-M-4 LWIC (MCRF 2 170 Ibf followed bySBS 7-inch o.c. at the 3-inch wide side laps DF CR-20 -60
using TRUFAST FM-90 Pol TorchyBase and 7-inch o.c. in two (2) equally (Lim. 7)
Base Sheet Fastener) y spaced rows in the field of the roll; SBS
Poly Torch Base torch applied
Min. 290 psi Celcore MF Secured with Min. 1.8-inch TRUFAST
with HS Rheology - A
. . -2 Twin Loc-Nail Assembled Fastener
Admixture; or Existing SBS Premium Poly spaced 7-inch o.c. along the 3-inch -60
LC-M-5 LWIC (MCRF 2 153 bf Base wide side laps and spaced 14-inch 0.c bF CR-20 (Lim. 7)
using 1.8-inch TRUFAST . p P -C. .
. - in two equally spaced, staggered rows
Twin Loc-Nail in the field of the roll
Assembled Fastener)
Secured with TRUFAST VERSA-FAST
Min. 280 psi Celcore MF Metal Plates and TRUFAST VERSA-
with HS Rheology FAST Fasteners at a rate of 3 per
LC-M-6 Admixture; or Existing SBS Premium Poly VERSA-FAST Plate Alternate spaced DF CR-20 -90
LWIC (MCRF = 129 Ibf Base 12-inch o.c. along the 3-inch wide side (Lim. 7)
using TRUFAST laps and spaced 24-inch o.c. in two
VERSA-FAST Fastener) equally spaced, staggered rows in the
field of the roll
Adhered Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
Sy,\iem Deck Detail LwiC Membrane Membrane Attachment %gg
. . . . WB II, SB IV, CR-20, PG- -45
LS-A-1 G33, L5, P, S15 Min. 300 psi Celcore MF with HS Rheology Admixture DL, DT, DF or DFP EE, or TEM (Lim. 9)
Min. 26 ga. HD-Dek, Min. 330 psi LWIC WB I, SB IV, CR-20, PG- -45
LS-A-2 | \ented, G8O, L5, P, S15 (MCRF = 91 Ibf using TRUFAST Twin Loc-Nail ) DL, DT, DF or DFP EE, or TFM (Lim. 9)
. . . . WB I, SB IV,
LS-A-3 G33, L6, P, S18 Min. 340 psi Ce'C‘;LeoveFC‘“(’e'ltgo'stf:‘e°'°gy Admixture DL, DT, DFor DFP | CR-20 (at 6 Ibs/100-ft2) , (i?nﬁ'sg)
PG-EE, or TFM )
. . . . WB I, SB IV,
LS-A-4 G33, L5, P, S$18 Min. 390 psi Celcore MF with HS Rheology Admixture DL, DT, DF or DFP CR-20 (at 6 Ibs/100-ft2) , _-90
above Celcore S-1. PG-EE. or TFM (Lim. 9)

DLR12001.23

FL16039-R23

Page 46 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.




AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

| CREEK
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APPENDIX B
Adhered Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
Syr\?:)em Deck Detail LwiC Membrane Membrane Attachment %Ls)g
Min. 330 psi Celcore MF with HS Rheology Admixture;
Secure lightweight with OMG HD Batten Bars or
LS-A-5 G33, L5, F1, 15 OMG Polymer Batten Strips oriented with the length of the bar pL, DT, DForpFp | WBI. SBIV, CR-20, PG- | -97.5
h . . EE, or TFM (Lim. 9)
perpendicular to the deck flutes and spaced 18-inch o.c.;
Secure battens with OMG XHD fastened 12-inch o.c.
Mechanically Attached Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
System Deck Detail LWIC Insulation or Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Base Sheet Attachment (psf)
TRUFAST VERSA-FAST
. . Metal Plates and TRUFAST
Min, 26ga. Type (thgﬁsfa ?glléfvglsci:n DT or VERSA-FAST Fasteners at a (L;::: 7
LS-M-1 HVF deck - 9 - - Min. 60 mil rate of 3 per VERSA-FAST :
TRUFAST VERSA-FAST ) Non-
G380, L5, PW, S15 DF Plate spaced 6-inch o.c.
Fastener) e : HVHZ)
within the 6-inch laps spaced
114-inch o.c.
Duro-Last Auger Fasteners 375
Min. 26 ga. HD- Min. 360 psi LWIC DT DL or and Auger Plates attached 6- (Lim. 7.
LS-M-2 Dek, Vented, G80, (MCRF = 185 Ibf using - - YDF, inch o.c. in rows spaced 60 in. Nor.1- ’
L5, P, S15 Duro-Last Auger Fasteners) o.c. and encapsulated with 6- HVHZ)
inch wide cover strip of DL
TRUFAST VERSA-FAST
. . Metal Plates and TRUFAST
Min, 26ga. Type ( M'\é'g,ffa gg'léf”:’s ?n DT or VERSA-FAST Fasteners at a (|-_?1{57
LS-M-3 HVF deck - g - - Min. 60 mil rate of 3 per VERSA-FAST :
TRUFAST VERSA-FAST ) Non-
G80, L5, PW, S15 Fastener) DF Plate spaced 6-inch o.c. HVHZ)
within the 6-inch laps spaced
54-inch o.c.
TRUFAST VERSA-FAST
. . Metal Plates and TRUFAST
Min, 26ga. Type (thgF332£gl|éfvgg?n DT or VERSA-FAST Fasteners at a (I'_?:f?
LS-M-4 HVF deck TRUFAS'F VERSA-FAgT - - Min. 60 mil rate of 3 per VERSA-FAST Non.-
G80, L5, PW, S15 DF Plate spaced 12-inch o.c.
Fastener) L A HVHZ)
within the 6-inch laps spaced
54-inch o.c.
Min. 290 psi Celcore MF TRUFAST VERSA-FAST
with HS Rheology Metal Plates and TRUFAST 375
Admixture over deck treated VERSA-FAST Fasteners at a (Lim- 7
LS-M-5 G33, L6 with Celcore S-1; or Existing - - DL rate of 3 per VERSA-FAST Nor;-
LWIC (MCRF = 119 Ibf Plate Alternate spaced 6-inch HVHZ)
using TRUFAST VERSA- o.c. within 3-inch wide tabs
FAST Fastener) spaced 60-inch o.c.
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APPENDIX B
Mechanically Attached Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
Sy'jtem Deck Detail LWIC e ISUEEn 6 2EEE ShEs! Membrane Membrane Attachment N
0. Base Sheet Attachment (psf)
TRUFAST VERSA-FAST
. . Metal Plates and TRUFAST
Min, 26ga. Type (M'\ggﬁz ﬂfg'léms ?n DT or VERSA-FAST Fasteners at a (L;‘r‘:’ ;
LS-M-6 HVF deck TRUFAS% VERSA-FAgT - - Min. 60 mil rate of 3 per VERSA-FAST Nor;-
G80, L5, PW, S15 Fastener) DF Plate spaced 6-inch o.c. HVHZ)
within the 6-inch laps spaced
114-inch o.c.
TRUFAST Twin Loc Coiled
Batten Bar and min. 1.8-inch
Min. 26 ga. HD- Min. 330 psi LWIQ TRUFAST Twin Loc-Nail -45
LS-M-7 Dek Vented G80 (MCRF 291 Ibf using } _ DT, DL, or Bgtten Fas?ener attached 3- (Lim. 7;
’L5 P 8%5 ! 1.8-|nc_h TRUFAST Twin DF |_nch o.c. in rows spaced Non-
T Loc-Nail Batten Fastener) 48-inch o.c. and encapsulated HVHZ)
with 6-inch wide cover strip of
DL
Duro-Last #15 Extra Heavy
. Duty Drill Point Fastener and -45
LS8 | Dok Veris G0, Min. 330 psi LWIC ) ) oL Duro-Last Poly-Plates or | (Lim. 7;
L5 P S15 Cleat F.’Ia.tes fastengd 6-inch Non-
T o.c. within 3-inch wide tabs HVHZ)
spaced 60-inch o.c.
PermaPly 28 secured with
TRUFAST FM-90 Base
Min. 26 ga. Form | Existing min. 390 psi LWIC | | Sheet Fasteners spaced -60
? . - ermaPly 28 7-inch o.c. at the 3-inch wide . .
Ls-M-g | Deck (1-inchribs (MCRF 2170 bfusing | ed by SBS |  side laps and 7-inch o.c. in DF CR-20 (Lim. 7;
4.5-inch o.c.), G80, TRUFAST FM-90 Base it Non-
L5 F S18 Sheet Fastener) Poly Torch Base two (2) equally spaced rows HVHZ)
v in the field of the roll; SBS
Poly Torch Base torch
applied
Min. 290 psi Celcore MF Secured with Min. 1.8-inch
with HS Rheology TRUFAST Twin Loc-Nail
Admixture over deck treated Assembled Fastener spaced
with Celcore S-1; or Existing SBS Premium 7-inch o.c. along the 3-inch -60
LS-M-10 | G33,L6, P, 520 LWIC (MCRF = 153 Ibf Poly Base wide side laps and spaced bF CR-20 (Lim. 7)
using 1.8-inch TRUFAST 14-inch o.c. in two equally
Twin Loc-Nail Assembled spaced, staggered rows in
Fastener) the field of the roll
Duro-Last #15 Extra Heavy
. Duro-Guard EPS Duty Drill Point Fastener and -60
Min. 26ga. Type DT or .
LSMA1 | HVF deck. G8U L5, Min. 330 psi LWIC L an oot Preliminarily secured Min. 60 mil Duro-Last Poly-Plates or | (Lim. 7;
PW. S15 uro-Guard XPS DF Cleat P.Ia.tes spaqed 6-inch Non-
! Fan Fold o.c. within the 6-inch laps HVHZ)
spaced 54-inch o.c.
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APPENDIX B
Mechanically Attached Lightweight Insulating Concrete Assemblies over Steel Deck (New or Existing)
System Deck Detail LWIC Insulation or Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Base Sheet Attachment (psf)
Duro-Last #15 Extra Heavy
. Duro-Guard EPS Duty Drill Point Fastener and -60
Min. 26ga. Type " - i .
LS-M-12 | HVF deck, G80, L5, Min. 330 psi LWIC Do o Preliminarily secured DL apuro-Last Poly-Plaes o | (Lim- 75
PW. S15 uro-Guar ea ates spac?e -INC! on-
’ Fan Fold o.c. along the 3-inch tabs HVHZ)
spaced 60-inch o.c.
Secured with TRUFAST
. . VERSA-FAST Metal Plates
Min. 280 psi Celcore MF and TRUFAST VERSA-FAST
with HS Rheology
Admixture over deck feated | o promium | VERSAFAST Piate Altoate 90
LS-M-13 G33, L6, P, S20 with Celcore S-1; or Existing ; DF CR-20 .
Poly Base spaced 12-inch o.c. along the (Lim. 7)
LwiC (MCRF 2 129 Ibf 3-inch wide side laps and
using TRUFAST VERSA- spaced 24-inch o cpin two
FAST Fastener) P -C-
equally spaced, staggered
rows in the field of the roll
Recover Assemblies with All Layers Adhered
System _ Base Layer Base Insulation Top Layer Top Insulation MDP
No. 2, (o Insulation Attachment Insulation Attachment MEIISERD TS (psf)
FGF, II-A, II-
Smooth Mod-Bit DG-0S, DG-0B, //-(13-/ ’///-A’///-f/’ DbG-0S, DG-0B,
R-A-1 or BUR over Min. 0.5-inch or DG-CR ribbon Hé-A I-;D-G ’ or DG-CR ribbon DL, DT, EV, DF, WB II, WB I, SB IV, -60
Concrete Deck Duro-Guard Il adhered 12-inch HD-H, DDP, or adhered 12-inch DFP, or EVF PG-EE, or CR-20 (Lim. 9)
0.C. 0O.C.
SR
OPTIONAL
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 67.5
R-A-2 or BUR over EPS, II-A, II-H, ribbon adhered FGF ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
Concrete Deck 1I-1, llI-A, 1I-H or 12-inch o.c. 12-inch o.c. '
1l-1
OPTIONAL
Min. 1.5-inch lI-A,
Smooth Mod-Bit Min. 1.5-inch DG-TF 1-H, 1I-1, 11I-A, DG-TF 90
R-A-3 or BUR over ’ Il}-l ribbon adhered llI-H, or llI-I; or ribbon adhered DF, DFP, or EVF TFM (Lim. 9)
Concrete Deck 12-inch o.c. DXC, DXF, DDP, 12-inch o.c. )
EB, HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch lI-A,
Smooth Mod-Bit . ) DG-TF 1I-H, 1lI-A, or IlI-H; DG-TF CR-20, OMG-C,
R-A-4 or BUR over Min. 1.5-inch ribbon adhered or DXC, DXF, ribbon adhered | P DT EV. OF | sg v, seP, sG-sa TAm, | 90 o
Concrete Deck 12-inch o.c. DDP, HD-A, 12-inch o.c. :0 or WB II (Lim. 9)
HD-H, or SR
DLR12001.23 FL16039-R23 Page 49 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)
OPTIONAL
Min. 1.5-inch II-A,
Smooth Mod-Bit . . DG-CR 1I-H, 1I-1 ,11I-A, DG-CR CR-20, OMG-C, PG-EE,
R-A5 or BUR over M;?,joi;?;’h ribbon adhered | Jli-H, or /il4; or | ribbon adhered | °5 DT EY D SB IV, SGP, TFM, or (L-i:r?59)
Concrete Deck 12-inch o.c. DXC, DXF, DDP, 12-inch o.c. ! WwB Il )
HD-A, HD-H,
HD-I, or SR
Smooth Mod-Bit . . DG-CR DG-CR
R-A-6 or BUR over Min. 1.5-inch ribbon adhered | Min. 1.5-inch FGF | ribbon adhered | DF, DFP, or EVF | CfR-20 OMG-C, TFM, or -105
Concrete Deck II-H or II-I 12-inch o.c. 12-inch o.c. wB il (Lim. 9)
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 105
R-A-7 or BUR over - ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il .
Concrete Deck - 12-inch o.c. 12-inch o.c. (Lim. 9)
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 105
R-A-8 or BUR over ’ l/-l ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit OPTIONAL DG-CR DG-CR
R-A-9 orBURover | Min. 1.5-nch /-4, | ribbon adhered | Min. 1.5-inch FGF | ribbon adhered | DF, DFP, or EVF | ©F-20 O%g'ﬁ' TFEM, or (I-_1ir1nz.g)
Concrete Deck II-A, llI-H, or IlI- 12-inch o.c. 12-inch o.c. )
OPTIONAL
Min. 1.5-inch lI-A,
Smooth Mod-Bit . . DG-CR 1I-1, 11I-A, 1ll-H, or DG-CR CR-20, OMG-C, PG-EE,
R-A-10 or BUR over Min. 7-&-inch ribbon adhered I11-1; or DXC, ribbon adhered | P D EV. DF, SB IV, SGP, TFM, or ;_1.12'3
Concrete Deck - 12-inch o.c. DXF, DDP, HD-A, 12-inch o.c. » or wB i (Lim. 9)
HD-H, HD-I, or
SR
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 112.5
R-A-11 or BUR over o ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il .
1I-H or IlI-1 . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 112.5
R-A-12 or BUR over III-H (’)r I ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il (Lim '9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
OPTIONAL
Min. 1.5-inch lI-A,
Smooth Mod-Bit Min. 1.5-inch PG-EE 1I-H, 1I-1, 1lI-A, PG-EE 112.5
R-A-13 or BUR over ’ Ii-l ribbon adhered llI-H, or llI-I; or ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim '9)
Concrete Deck 12-inch o.c. DXC, DXF, DDP, 12-inch o.c. )
EB, HD-A, HD-H,
HD-I, KGB, or SR
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APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. 2diilng, el Insulation Attachment Insulation Attachment M EIFIOTELTS R (psf)
OPTIONAL
Min. 1.5-inch II-A,
Smooth Mod-Bit Min. 1 5-inch DG-TF 1I-H, 1I-I, IlI-A, or DG-TF 1125
R-A-14 or BUR over ' Ii-l ribbon adhered 1lI-H; or DXC, ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim '9)
Concrete Deck 12-inch o.c. DXF, DDP, EB, 12-inch o.c. )
HD-A, HD-H,
HD-I, KGB, or SR
Min. 1.5-inch II-A,
Smooth Mod-Bit . . PG-EE or DG-TF | II-H, llI-A, or llI-H; | PG-EE or DG-TF CR-20, OMG-C,
R-A-15 or BUR over Min. 7 o-inch ribbon adhered or DXC, DXF, ribbon adhered DBFEI’,T’O’;:‘EVE;F » | sBIv, SGP, SG-3A, TFM, (I-_1ir1nz.g)
Concrete Deck 12-inch o.c. DDP, HD-A, 12-inch o.c. ! or WB Il :
HD-H, or SR
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 1125
R-A-16 or BUR over o ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP .
1l-1 . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 1125
R-A-17 or BUR over . ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II L
1l-1 . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
. OPTIONAL
Smooth Mod-Bit . . PG-EE . . PG-EE
R-A-18 |  orBUR over Min. 1.5-inch ribbon adhered Min. 1.5-inch ribbon adhered | DF, DFP, or EvF | CR-20, OMG-C, TFM or | -127.5
Concrete Deck | £ IEA 114 12-inch o.c FGF 12-inch 0.c WB I (Lim. 9)
1I-A, IlI-H, or Ill-] e e
Smooth Mod-it | it T PG-EE Min. 1.5-inch PGEE 1275
R-A-19 or BUR over . ribbon adhered o ribbon adhered DL or DT SG-SA L
EPS, II-A, lI-H, . FGF . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
HI-A, IlI-H, or Ill-]
Smooth Mod-Bit L bG-0s, DG-0B, OPTIONAL bG-0S, DG-0B,
Min. 1-inch or DG-CR or DG-CR -135
R-A-20 or BUR over EPS. II-A I-G ibb dhered (except EPS) ibb dhered DF or DFP CR-20 Lim. 9
Concrete Deck » 1A, or I ribbon acdhere DXC or DXF riobon adhere (Lim. 9)
12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 1-inch bG-05, DG-08, OPTIONAL be-03 D08 | o7 DFer 135
R-A-21 or BUR over EPS, II-A, II-G, or . (except EPS) . T WB I, SB IV, or TFM .
ribbon adhered ribbon adhered DFP (Lim. 9)
Concrete Deck 1I-H . DXC or DXF .
12-inch o.c. 12-inch o.c.
Min. 1.5-inch II-A,
. 1-H, -1, 11I-A,
Smooth Mod-Bit Min. 1.5-inch _ PGEE W-H, or il or | . PCGEE 1425
R-A-22 or BUR over ribbon adhered ribbon adhered DF, DFP, or EVF PG-EE N
Concrete Deck EPS 12-inch o.c bxc, DXF, DDP, 12-inch o.c (Lim. 9)
e EB, HD-A, HD-H, e
HD-I, KGB, or SR
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APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)
Min. 1.5-inch II-A,
Smooth Mod-Bit . . PG-EE 1I-A, or lll-H; or PG-EE
R-A-23 or BUR over Min. 1'5:’,3"”‘3“ ribbon adhered | DXC, DXF, DDP, | ribbon adhered | PL: DT EV. DF, OMG-C, SB IV, SGP, '1.42'g
Concrete Deck EP 12-inch o.c. HD-A, HD-H, or 12-inch o.c DFP, or EVF TEM, or WB I (Lim. 9)
SR
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 1425
R-A-24 or BUR over .EI.DS ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (Lim '9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 1425
R-A-25 or BUR over .E.‘.DS ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB II (Lim '9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
OPTIONAL
Smooth Mod-Bit o DG-CR Min. 1.5-inch DG-CR CR-20, PG-EE, OMG-C,
R-A-26 or BUR over Min. 1.5-inch ribbon adhered | A or MH: or i bon adhered | PL: DT EV, DF, SB IV, SGP, TFM, or -142.5
Concrete Deck H-H 12-inch o.c DXC, DXF, DDP, 12-inch o.c DFP, or EVF wB I (Lim. 9)
e HD-A, HD-H, HD- e
/|, or SR
Smooth Mod-Bit DG-0OS or PG-EE 150
R-A-27 or BUR over Min. 0.5-inch /I-A ribbon adhered - - DF or DFP CR-20 .
Concrete Deck 12-inch o.c. (Lim. 9)
Smooth Mod-Bit . . DG-0S
Min. 0.5-inch . DL, DT, EV, DF, WB II, SB IV, SG-SA, or -150
RAZ8 | DrBUR over FGF, Il-A, or lI-+ | ribbon adnered - - DFP, or EVF TFM (Lim. 9)
oncrete Deck 12-inch o.c.
Smooth Mod-Bit Min. 0.5-inch DG-OS or PG-EE 150
R-A-29 or BUR over o ribbon adhered - - DL, DT, or EV SGP R
II-A or II-H . (Lim. 9)
Concrete Deck 12-inch o.c.
Min. 1.5-inch lI-A,
Smooth Mod-Bit | oo PG-EE et 100 A, PG-EE 150
R-A-30 or BUR over L ribbon adhered 4 ribbon adhered DF, DFP, or EVF PG-EE .
Concrete Deck lI-H 12-inch o.c DXC, DXF, DDP, 12-inch o.c (Lim. 9)
e EB, HD-A, HD-H, -
HD-I, KGB, or SR
OPTIONAL
Min. 1.5-inch II-A,
Smooth Mod-Bit Min. 1.5-inch DG-TF 1I-H, llI-A, or llI-H; DG-TF 150
R-A-31 or BUR over ”_A o'r I-H ribbon adhered or DXC, DXF, ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim. 9)
Concrete Deck 12-inch o.c. DDP, EB, HD-A, 12-inch o.c. )
HD-H, HD-I,
KGB, or SR
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APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)
Min. 1.5-inch II-A,
Smooth Mod-Bit . . DG-TF 1I-H, 1lI-A, or IlI-H; DG-TF
R-A32 | orBUR over M, 1o e ribbon adhered | - or DXC, DXF, | ribbon adhered | O DT EV. DF | SBIV, SGP, 8654, TEM, (L-i:r?OQ)
Concrete Deck 12-inch o.c. DDP, HD-A, 12-inch o.c. ’ :
HD-H, or SR
smooth Mod-Bit | OPTIONAL PG-EE PG-EE oL DT Ev DF. | CR20.PGEE OMG-C, | .0
R-A-33 or BUR over " ribbon adhered DXF ribbon adhered e e SB IV, SGP, SG-SA TFM, .
1I-A, 1I-H, 1lI-A, . . DFP, or EVF (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. or WB Il
IlI-H, or Ill-I
Smooth Mod-Bit | OPTIONAL PG-EE Min. 1.5-inch PG-EE 150
R-A-34 or BUR over " ribbon adhered 1I-A, llI-A or IlI-H, ribbon adhered DL, DT, or EV SGP .
1-A, 11-H, 11I-A, . ! (Lim. 9)
Concrete Deck 12-inch o.c. or DDP 12-inch o.c.
IlI-H, or IlI-I
smooth Mod-Bit | OPTIONAL PG-EE Min. 1.5-inch PG-EE 150
R-A-35 or BUR over " ribbon adhered 1I-A, 1I-H or llI-A; ribbon adhered DL or DT SG-SA .
1I-A, 1I-H, 1lI-A, . . (Lim. 9)
Concrete Deck 12-inch o.c. or DXC 12-inch o.c.
IlI-H, or Ill-I
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 150
R-A-36 or BUR over . ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP R
1I-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 150
R-A-37 or BUR over T ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II R
1-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . PG-EE
Min. 1.5-inch . DL, DT, EV, DF, PG-EE, SB IV, SGP, -150
R-A-38 or BUR over I1-H ribbon adhered - - DFP, or EVF SG-SA, TFM,or WB I | (Lim.?9)
Concrete Deck 12-inch o.c.
smooth Mod-Bit | OPTIONAL Min. PG-EE Min. 1 5uinch PG-EE 165
R-A-39 or BUR over ) ribbon adhered o ribbon adhered DL or DT SG-SA .
1I-A, 1I-A, 1I-H, . 1I-A or IlI-H . (Lim. 9)
Concrete Deck or Il 12-inch o.c. 12-inch o.c.
OPTIONAL
. Min. 1.5-inch
Smooth Mod-Bit Min. 1.5-inch _ DG-1F HA, or lll-H; or | . DCGTF -165
R-A-40 or BUR over ribbon adhered ribbon adhered DF, DFP, or EVF PG-EE or TFM .
Concrete Deck I-H 12-inch o.c bxc, bxr, DDP, 12-inch o.c (Lim. 9)
" EB, HD-A, HD-H, e
HD-I, KGB, or SR
Min. 1.5-inch
Smooth Mod-Bit . . DG-TF HI-A, or llI-H; or DG-TF
R-A-41 or BUR over Min. 1 >-inch ribbon adhered | DXC, DXF, DDP, | ribbon adhered | DOk DT EV. DF. | CR-20, OMG-C, S5V, (L-i:I?SQ)
Concrete Deck 12-inch o.c. HD-A, HD-H, or 12-inch o.c. ! ! :
SR
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. Min. 1.5-inch
Smooth Mod-Bit | vy 4 5.inch _ be-TF JII-H; or DDP, DGk -165
R-A-42 or BUR over ribbon adhered ribbon adhered DL, DT, EV SG-SA or SGP .
H-H . HD-A, HD-H, or . (Lim. 9)
Concrete Deck 12-inch o.c. SR 12-inch o.c.
Smooth Mod-Bit . . DG-OB DG-OB
R-A-43 or BUR over Min. 0.5-inch ribbon adhered | FDH MFA IIFH, 1 i on adhered DF or DFP CR-20 A72.5
EPS, II-A, II-H . DDP, or SR . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-OB DG-OB
Min. 0.5-inch . HD-H, llI-A, llI-H, . DL, DT, EV, DF, -172.5
R-A-44 or BUR over EPS. II-A. II-H rlbbop adhered DDP, SR, EGE rlbbop adhered DEP, or EVE WB I, SB IV, or OMG-C (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-0OB DG-0OB
R-A-45 or BUR over I:MPIg 0.50neh | ribbon adhered HD'H’S%DP »OF | tibbon adhered DL, DT, or EV SGP ([_1;12'3)
Concrete Deck ’ ’ 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit . . DG-0OB DG-0OB
Min. 0.5-inch . . -172.5
R-A-46 or BUR over EPS. II-A. II-H ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (Lim. 9)
Concrete Deck ’ ’ 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit Min. 0.5-inch DG-0OB DG-0OB 1725
R-A-47 or BUR over _— ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il .
EPS, II-A, II-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit DG-0S 1725
R-A-48 or BUR over Min. 0.5-inch II-G ribbon adhered - - DF or DFP CR-20 L
. (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit OPTIONAL DG-TF DG-TF
R-A-49 or BUR over Min. 1.5-inch ribbon adhered DXF ribbon adhered DBF?IOIE\IQV?:F’ CR_QT?_iAI; Go-rEVEV,BSIIIB v, (ﬂg'g)
Concrete Deck EPS or llI-A 12-inch o.c. 12-inch o.c. g i i
RAA50 S’;‘:’gﬁ‘é\ﬂgfj't Min. 1.5-inch iob fn G;dEfere 4 ) ) DL, DT, EV, DF, | CR-20, OMG-C, PG-EE, | -172.5
II-A or IlI-H . DFP, or EVF SB IV, TFM, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c.
Min. 1.5-inch lI-A,
Smooth Mod-Bit OPTIONAL PG-EE HI-A, llI-H, or 1lI-I; PG-EE 4725
R-A-51 or BUR over Min. 1.5-inch ribbon adhered or DXC, DDP, ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
Concrete Deck 1lI-A or IlI-H 12-inch o.c. EB, HD-A, HD-H, 12-inch o.c. )
HD-I, KGB, or SR
Min. 1.5-inch II-A,
Smooth Mod-Bit OPTIONAL PG-EE 1lI-A, or lll-H; or PG-EE
R-A-52 or BUR over Min. 1.5-inch ribbon adhered DXC, DDP, ribbon adhered | P D EV. DF, CR‘%Q;:A(;M?;AC/’;B?F W, szg
Concrete Deck 1A or IlI-H 12-inch o.c. HD-A, HD-H, or 12-inch o.c. :0 .0 (Lim. 9)
SR
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 1725
R-A-53 or BUR over o ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SG-SA L
II-A or IlI-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
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Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 4725
R-A-54 or BUR over o ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il L
II-A or IlI-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-CR
R-A55 |  or BUR over Min. 0.5-inch ribbon adhered - - DF or DFP CR-20 -180
FGF, II-A, or lI-H . (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit DG-CR
R-A56 | orBURover | Min. 0.5inch/i-A | ribbon adhered - - DL, DT, EV, DF, WB Il or SB IV -180
. DFP, or EVF (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit N(EET(;%’_‘:nA(';h DG-CR DG-CR 180
R-A-57 or BUR over "y ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II R
FGF, II-A, lI-H, or . . (Lim. 9)
Concrete Deck 111-A 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit | oF ONAL DG-CR DG-CR 180
R-A-58 or BUR over Py ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il R
FGF, II-A, II-H, or . . (Lim. 9)
Concrete Deck 1A 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit OPTIONAL PG-EE . .
R-A-59 or BUR over Min. 1.5-inch ribbon adhered Min. ,11;2"”0" - DL, DT, or EV sGP (L-i:r?OQ)
Concrete Deck 1I-A or lll-] 12-inch o.c. i
Min. 1.5-inch /I-A
Smooth Mod-Bit OPTIONAL PG-EE or lll-I; or DXC, PG-EE 180
R-A-60 or BUR over Min. 1.5-inch ribbon adhered DDP, EB, HD-A, ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
Concrete Deck 1I-A or Ill-I 12-inch o.c. HD-H, HD-, 12-inch o.c. )
KGB, or SR
. Min. 1.5-inch II-A;
Smooth Mod-Bit OPTIONAL _ PG-EE or DXC, DDP, _ PGEE DL, DT,EV,DF, | CR-20, OMG-C, SBIV, -180
R-A-61 or BUR over Min. 1.5-inch ribbon adhered ribbon adhered R
. HD-A, HD-H, or . DFP, or EVF TFM, or WB Il (Lim. 9)
Concrete Deck 1I-A or Ill-I 12-inch o.c. SR 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch PG-EE PG-EE 180
R-A-62 or BUR over ' ll;A ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SG-SA (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit Min. 1 5-inch PG-EE PG-EE 180
R-A-63 or BUR over . ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20 or WB Il .
1-A . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit OPTIONAL PG-EE Min. 1 5-inch 1875
R-A-64 or BUR over Min. 1.5-inch ribbon adhered : II}-I ¢ - DF, DFP, or EVF PG-EE (Lim '9)
Concrete Deck 1l-1 12-inch o.c. i
Smooth Mod-Bit OPTIONAL PG-EE DXC, DDP, EB, PG-EE 1875
R-A-65 or BUR over Min. 1.5-inch ribbon adhered HD-A, HD-H, ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
Concrete Deck 1l-1 12-inch o.c. HD-I, KGB, or SR 12-inch o.c. i

DLR12001.23

FL16039-R23

Page 55 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.




AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. 2diilng, el Insulation Attachment Insulation Attachment M EIFIOTELTS R (psf)
Smooth Mod-Bit OPTIONAL PG-EE DXC, DDP, PG-EE
R-A-66 or BUR over Min. 1.5-inch ribbon adhered | HD-A, HD-H, or | ribbon adhered DBF%T’O‘;: LR CR'ZT‘.)I’EE"(”) ?’Vﬁéff W, (|-_1ifn7'g)
Concrete Deck 1l-1 12-inch o.c. SR 12-inch o.c. ’ ’ i
Smooth Mod-Bit OPTIONAL PG-EE PG-EE
R-A-67 or BUR over Min. 1.5-inch ribbon adhered X FC’)?'SA,:\, ribbon adhered DL, DT, or EV SGP (|-_1ifn7'g)
Concrete Deck 1-1 12-inch o.c. i 12-inch o.c. i
Smooth Mod-Bit M OPTIONAL PG-EE DDP. HD-A PG-EE 187.5
R-A-68 or BUR over Min. 1.5-inch ribbon adhered HD-I-,I or Sli’ ribbon adhered DL, DT, or EV SG-SA (Lim '9)
Concrete Deck Il-1 12-inch o.c. i 12-inch o.c. i
Smooth Mod-Bit OPTIONAL PG-EE PG-EE 187.5
R-A-69 or BUR over Min. 1.5-inch ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SG-SA (Lim '9)
Concrete Deck Il-1 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit OPTIONAL PG-EE PG-EE 1875
R-A-70 or BUR over Min. 1.5-inch ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II (Lim '9)
Concrete Deck 1l-1 12-inch o.c. 12-inch o.c. )
OPTIONAL
. Min. 1.5-inch
Smooth Mod-Bit Min. 1.5-inch _ be-1F Ill-A; or DXC, _ be-TF -187.5
R-A-71 or BUR over ribbon adhered ribbon adhered DF, DFP, or EVF PG-EE or TFM N
1I-A . DDP, EB, HD-A, . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
HD-H, HD-I,
KGB, or SR
. Min. 1.5-inch
Smooth Mod-Bit . . DG-TF DG-TF
Min. 1.5-inch . 1lI-A; or DDP, . DL, DT, EV, DF, CR-20, OMG-C, SB 1V, -187.5
R-A-72 or BUR over I rlbbo_n adhered HD-A, HD-H, or rlbbo_n adhered DFP, or EVF TFM, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c. SR 12-inch o.c.
Smooth Mod-Bit . . DG-TF DG-TF
R-A-73 or BUR over Min. 1.5-inch ribbon adhered DDP, HD-A, ribbon adhered DL or DT SG-SA -187.5
1I-A . HD-H, or SR . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-TF DG-TF
RA74 |  orBUR over Min. | S-ineh ribbon adhered | 0 HOF 0T 1 ripbon adhered DL or DT SGP (ﬂ?n7.g)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-0S DG-0S 195
R-A-75 or BUR over Min. 0.5-inch /I-G ribbon adhered SR ribbon adhered DF or DFP CR-20 (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-0S DG-0S
R-A-76 orBURover | Min.0.5-inch /l-G | ribbon adhered SR or FGF ribbon adhered | P& PTEV. DE 1 ey s v, orome-c | 198
. . DFP, or EVF (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit DG-0S DG-0S 195
R-A-77 or BUR over Min. 0.5-inch II-G ribbon adhered SR ribbon adhered DL, DT, or EV SGP (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. '
Smooth Mod-Bit DG-0OB 195
R-A-78 or BUR over Min. 0.5-inch /I-A ribbon adhered - - DF or DFP CR-20 .
. (Lim. 9)
Concrete Deck 12-inch o.c.
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Smooth Mod-Bit . . DG-0OB
RAT9 | orBURover | pop %, | ribbon adhered - - DFP, or EVE VB orsar (L-i1n?59)
Concrete Deck ! ’ 12-inch o.c. ? ’ i
Smooth Mod-Bit Min. 0.5-inch DG-0OB DG-0OB 195
R-A-80 or BUR over iy ribbon adhered DDP, IlI-A, or SR ribbon adhered DF or DFP CR-20 .
FGF, II-A, or II-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-OB DG-OB
R-A-81 or BUR over Min. 0.5-inch ribbon adhered DDP, FGF, ribbon adhered | Pk DT EV. DE 1 ey sB v, oromg-c | 198
FGF, II-A, or II-H . IlI-A, or SR . DFP, or EVF (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 0.5-inch _ DG-OB _ DG-OB 195
R-A-82 or BUR over ribbon adhered SR ribbon adhered DL, DT, or EV SGP R
FGF, II-A, or II-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 0.5-inch DG-OB DG-OB 195
R-A-83 or BUR over "y ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP R
FGF, II-A, or II-H . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 0.5-inch DG-0OB DG-0OB 195
R-A-84 or BUR over FGF '”_A or lI-H ribbon adhered SU ribbon adhered DF, DFP, or EVF CR-20or WB II (Lim. 9)
Concrete Deck ’ i 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit PG-EE 195
R-A-85 or BUR over - - EB ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-0S
R-A-86 orBURover | Min. 0.5inch /-G | ribbon adhered - ; DL, DT, EV, DF, [ WBII, SB IV, SG-SA, or | -202.5
. DFP, or EVF SGP (Lim. 9)
Concrete Deck 12-inch o.c.
RAG7 S’;‘r"gﬁ‘ygfj't ) ) DDP, HD-Aor | o c’; Gz;dEfere 4 | DLDT.EV.DF | oOMGC SBIV, SG-SA | -2025
HD-H . DFP, or EVF PG-EE, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit OPTIONAL DG-TF DG-TF DL DT EV. DF CR-20, OMG-C, PG-EE, 202.5
R-A-88 or BUR over Min. 1.5-inch ribbon adhered DDP ribbon adhered E;FP ,or l:"VF ! SB IV, SG-SA, TFM, or (Lim '9)
Concrete Deck EPS 12-inch o.c. 12-inch o.c. ’ WB Il i
Smooth Mod-Bit PG-EE
. DL, DT, EV, DF, CR-20, OMG-C, PG-EE, -210
R-A-89 or BUR over - - HD-H rlbbop adhered DFP, or EVF SB IV, TEM. or WB Il (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit DG-OB DG-0OB
R-A-90 or BUR over OPT,BNAL ribbon adhered su ribbon adhered | DF, DFP, or EVF CR-20 (L'if‘: 09)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit I\jl)irF\rq%’-\:nAcI:_h DG-TF DG-TF 210
R-A-91 or BUR over "y ribbon adhered SuU ribbon adhered DF, DFP, or EVF CR-20 .
EPS, lI-A, lI-H, II- . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
1, llI-A, or IlI-H
Smooth Mod-Bit OPTIONAL DG-TF DG-TF DL DT EV. DF CR-20, OMG-C, PG-EE, 2175
R-A-92 or BUR over Min. 1.5-inch ribbon adhered SR ribbon adhered E;FP ,or E’VF ! SB IV, SG-SA, SGP, TFM, (Lim '9)
Concrete Deck EPS 12-inch o.c. 12-inch o.c. g or WB Il i
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Smooth Mod-Bit OPTIONAL DG-TF DG-TF
R-A-93 or BUR over Min. 1.5-inch ribbon adhered HD-H ribbon adhered DBF%T’O‘;: LR C’;g?f#ﬁ%fféff’ (I'_";:n"'g)
Concrete Deck EPS 12-inch o.c. 12-inch o.c. ’ ’ ’ i
Smooth Mod-Bit . . DG-CR DXC, DDP, DG-CR
R-A-94 or BUR over Min. 1.5-inch ribbon adhered | HD-A, HD-H, or | ribbon adhered | DF, DFP, or EvVF | FPC-EE, CR-20 OMG-C, | -217.5
1I-1, HI-A, or Ill-1 . . TFM, or WB 11 (Lim. 9)
Concrete Deck 12-inch o.c. SR 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 217.5
R-A-95 or BUR over oA ribbon adhered DXF ribbon adhered DF, DFP, or EVF PG-EE, CR-20, or TFM .
1I-1, HI-A, or Ill-1 . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit Min. 1.5-inch DG-CR DG-CR 2175
R-A-96 or BUR over I ribbon adhered DXF ribbon adhered DF, DFP, or EVF PG-EE, CR-20, or TFM .
1I-1, HI-A, or Ill-1 . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-CR DG-CR
R-A97 |  orBUR over Min. 1.5-inch ribbon adhered | . OF HONAL ribbon adhered | DF, DFP, or evF | PGEE CR20, OMG-C, | -217.5
1I-A . Min. 1.5-inch /lI-A . or WB Il (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit DG-CR 225
R-A-98 or BUR over - - DXF ribbon adhered DF or DFP CR-20 (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit OPTIONAL DQ-OB or DG-0OS DQ-OB or DG-0OS 225
R-A-99 or BUR over 1A ribbon adhered DXF ribbon adhered DF or DFP CR-20 (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit . . DG-TF DG-TF
Min. 1.5-inch . . DL, DT, EV, DF, CR-20, OMG-C, PG-EE, -225
R-A-100 or BUR over EPS rlbbo_n adhered DXC rlbbo_n adhered DFP, or EVF TFM, or WB II (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit . . DG-TF DG-TF CR-20, OMG-C, PG-EE,
R-A-101 |  or BUR over Min. 1.2ineh ribbon adhered HD-A ribbon adhered | P BT EV. DF | sp v, s6-5a, sGP, TFM, (L'iznf%)
Concrete Deck 12-inch o.c. 12-inch o.c. ’ or WB Il i
Smooth Mod-Bit Min. 1.5-inch DG-TF DG-TF 225
R-A-102 or BUR over . ribbon adhered EB, KGB, or HD-I ribbon adhered DF, DFP, or EVF PG-EE or TFM .
EPS . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
Smooth Mod-Bit DG-TF DG-TF 225
R-A-103 or BUR over Min. 1.5-inch EPS ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-TF DG-TF 225
R-A-104 or BUR over Min. 1.5-inch EPS ribbon adhered SU ribbon adhered DF, DFP, or EVF WB Il (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c. i
smooth Mod-Bit | . OF IONAL DG-TF DG-TF 255
R-A-105 or BUR over . ! ribbon adhered SuU ribbon adhered DF, DFP, or EVF SB IV .
1I-H, lI-1, . . (Lim. 9)
Concrete Deck 12-inch o.c. 12-inch o.c.
11I-A, or lll-H
Smooth Mod-Bit DG-CR
. DL, DT, EV, DF, PG-EE, CR-20, SB IV, -225
R-A-106 or BUR over - - DDP rlbbo_n adhered DFP. or EVF SG-SA. TFM, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c.
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dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

| CREEK
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[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)
Smooth Mod-Bit DG-TF
. DL, DT, EV, DF, CR-20, OMG-C, PG-EE, -232.5
R-A-107 C%ZE;Z‘B’(SEK bxc ”ﬁg‘fﬂéﬁﬁ'_&d DFP, or EVF TFM, or WB Il (Lim. 9)
Smooth Mod-Bit DG-TF CR-20, OMG-C, PG-EE,
R-A-108 | or BUR over - ; HD-A ribbon adhered DBFE,’,T’O’f LR SB IV, SGP, TFM, or (I'_";f:'g)
Concrete Deck 12-inch o.c. ! WB 11 i
Smooth Mod-Bit DG-CR 240
R-A-109 or BUR over - - DXF ribbon adhered DF, DFP, or EVF PG-EE or TFM (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit PG-EE 2475
R-A-110 or BUR over - - KGB ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit PG-EE
R-A-111 or BUR over - ; DXC or SR ribbon adhered | DL DT, EV, DF, | CR-20, OMG-C, PG-EE, 255
. DFP, or EVF TFM, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c.
Smooth Mod-Bit PG-EE 255
R-A-112 or BUR over - - SR ribbon adhered DL, DT, or EV SB IV (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-0OB DG-0OB
R-A-113 |  or BUR over OPTIBNAL ribbon adhered SU ribbon adhered DL, DT, or EV SB IV or SGP (L'iznf59)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-0OB DG-0OB
R-A-114 |  or BUR over OPTIONAL ribbon adhered SU ribbon adhered | DF, DFP, or EVF WB I (L'iznf59)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-TF 2775
R-A-115 or BUR over - - KGB ribbon adhered DF, DFP, or EVF TFM (Lim '9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-TF or DG-OB 2300
R-A-116 or BUR over Min. 1.5-inch /I-A ribbon adhered - - DL or DT SG-SA (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-CR -300
R-A-117 or BUR over - - HD-A ribbon adhered DF, DFP, or EVF CR-20, TFM, or WB Il (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit nﬁgqos’-\:npi_h DG-TF DG-TF 300
R-A-118 or BUR over ) ribbon adhered DFS ribbon adhered DF, DFP, or EVF DFV R
Concrete Deck oA I i 12-inch o.c. 12-inch o.c. (Lim. 9)
-A, or llI-H
Smooth Mod-Bit DG-TF .307.5
R-A-119 or BUR over - - KGB ribbon adhered DF, DFP, or EVF PG-EE (Lim '9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-CR .307.5
R-A-120 or BUR over - - HD-H ribbon adhered DF, DFP, or EVF PG-EE, TFM, or WB Il (Lim '9)
Concrete Deck 12-inch o.c. i
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes
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[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)

Smooth Mod-Bit Min. 1.5-inch DG-TF DDP, DXF, DXC, DG-TF

R-A-121 or BUR over 11-A, 11-H, 11, ribbon adhered HD-A, HD-H, ribbon adhered DBF%T’O‘;: LR C’S?ézlo\’/ PTC,’;;\'/,EE’O ?%g'l?’ (L'iﬂ 59)
Concrete Deck I-A, or llI-H 12-inch o.c. HD-I, or SR 12-inch o.c. ’ ’ ’ i
Smooth Mod-Bit Min. 1.5-inch DG-TF DDP. HD-A DG-TF 315

R-A-122 or BUR over 1I-A, 1I-H, 11, ribbon adhered HD-I-; or SI’? ribbon adhered DL or DT SG-SA (Lim. 9)
Concrete Deck 1lI-A, or lll-H 12-inch o.c. ’ 12-inch o.c. i
Smooth Mod-Bit Min. 1.5-inch DG-TF DDP, DXC, DG-TF 315

R-A-123 or BUR over 1I-A, 1I-H, 11, ribbon adhered HD-A, HD-H, or ribbon adhered DL, DT, or EV SGP (Lim. 9)
Concrete Deck 11I-A, or lll-H 12-inch o.c. SR 12-inch o.c. i
Smooth Mod-Bit Min. 1.5-inch DG-TF DG-TF 315

R-A-124 or BUR over 1I-A, 1I-H, 111, ribbon adhered SU ribbon adhered DL, DT, or EV SGP (Lim. 9)
Concrete Deck 1lI-A, or lllI-H 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit Min. 1.5-inch DG-TF DG-TF 315

R-A-125 or BUR over 1I-A, 1I-H, 111, ribbon adhered SU ribbon adhered DF, DFP, or EVF WB Il (Lim. 9)
Concrete Deck 1I-A, or llI-H 12-inch o.c. 12-inch o.c. )
Smooth Mod-Bit PG-EE .330

R-A-126 or BUR over - - HD-I ribbon adhered DF, DFP, or EVF PG-EE (Lim. 9)
Concrete Deck 12-inch o.c. i
Smooth Mod-Bit DG-OB ribbon DG-0OB ribbon

R-A-127 |  or BUR over OPTIBNAL adhered DXC adhered DF or DFP CR-20 (;_3;;7'3)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-TF 3375

R-A-128 or BUR over - - EB ribbon adhered DF, DFP, or EVF TFM L
Concrete Deck 12-inch o.c. (Lim. 9)
Smooth Mod-Bit DG-TF 367.5

R-A-129 or BUR over Min. 1.5-inch /I-H ribbon adhered - - DL or EV SG-SA or SGP T
Concrete Deck 12-inch o.c. (Lim. 9)
Smooth Mod-Bit DG-TF 367.5

R-A-130 or BUR over - - HD-I ribbon adhered DF, DFP, or EVF PG-EE or TFM L
Concrete Deck 12-inch o.c. (Lim. 9)
Smooth Mod-Bit DG-TF .382.5

R-A-131 or BUR over Min. 1.5-inch /I-H ribbon adhered - - DT SG-SA (Lim '9)
Concrete Deck 12-inch o.c. '
Smooth Mod-Bit DG-OB ribbon DG-OB ribbon

R-A-132 |  or BUR over OPT,BNAL adhered DXF adhered bL DT, EV. OF, wa I (I'_?;f:'g)
Concrete Deck 12-inch o.c. 12-inch o.c. ’ i
Smooth Mod-Bit DG-OB ribbon DG-0OB ribbon

R-A-133 |  or BUR over OPTIBNAL adhered DXF adhered DL or EV SBIV (I'_?;gf'g)
Concrete Deck 12-inch o.c. 12-inch o.c. '
Smooth Mod-Bit DG-OB ribbon DG-0OB ribbon

R-A-134 |  or BUR over OPTIBNAL adhered DXF adhered DF DFMA (I'_?;gf'g)
Concrete Deck 12-inch o.c. 12-inch o.c. '
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes
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[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with All Layers Adhered
System . Base Layer Base Insulation Top Layer Top Insulation MDP
No. S35 REe Insulation Attachment Insulation Attachment WEAETID AT (psf)
Smooth Mod-Bit DG-OB ribbon DG-OB ribbon
R-A135 |  or BUR over OPTIONAL adhered DXC adhered bLDL EL2C | wail Pe-£E or oMG-C (I'_:’;f:'g)
Concrete Deck 12-inch o.c. 12-inch o.c. ? i
Smooth Mod-Bit DG-OB ribbon DG-OB ribbon
R-A136 |  or BUR over OPTIONAL adhered DXC adhered DL SBIV (I'_:';f:'g)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit DG-OB ribbon DG-OB ribbon
R-A137 |  or BUR over OPTIONAL adhered DXC adhered DF DFMA (I'_:';f:'g)
Concrete Deck 12-inch o.c. 12-inch o.c. i
Smooth Mod-Bit .382.5
R-A-138 or BUR over - - - - DF or DFP CR-20 (Lim '9)
Concrete Deck i
Smooth Mod-Bit DG-CR
R-A139 |  or BUR over - ; SR ribbon adhered | PL: DT, EV, DF, | PG-EE, CR-20, SBIV, or |  -397.5
. DFP, or EVF waB Il (Lim. 9)
Concrete Deck 12-inch o.c.
Recover Assemblies with Adhered Membranes
System . Base Layer . MDP
Existing Roof ! Top Layer Insulation Membrane | Attachment
No. Insulation (psf)
DFS secured with -37.5
Steel Deck DL Plates & #15 Fasteners (Lim. 7;
R-AM-1 (G33, L6) . secured at a rate of bF bFv Non-
10 per 4 ft x 8 ft board HVHZ)
Min. 370 psi LWIC
(MCRF = 140 Ibf using DXF secured with Duro-Last #15 Extra 45
TRUFAST VERSA-FAST Heavy Duty Drill Point Fastener and (Lim. 7
R-AM-2 Fastener) over - Duro-Last 3-inch Metal Plates DF WB I Nor;-
Steel Deck fastened at a rate of 18 per 4 ft x 8 ft HVHZ)
(Min, 26ga. Type HVF deck board
G80, L5, PW, S15)
Min. 26 ga. R-Panel or SB 1V,
PBR panel metal roofing at max. | Min. 1.25-inch, min. 1.35pcf EPS flute fill SG-SA,
5ft span fastened in a (10.5-inch x 48-inch boards) each . DL, DT, EV, SGP,

R-AM-3 | alternating 5-inch/7-inch o.c. | secured with Duro-Last #15 Extra Heavy | °PP °c:rS§G‘f‘;*;e£egc‘ggh6’_3iﬂsé CDG'OB' DF.DFP,or | OMG-C, (L'ﬁ;"j_,)
pattern at each support with Duty Fasteners and Duro-Last 3” Metal P " EVF TFM, ’
min. #12 HWH screws; Side Plates in a 3 per Flute Fill pattern CR-20 or

laps stitched 20-inch o.c. WB Il
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

| CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Recover Assemblies with Adhered Membranes
Syﬁtem Existing Roof B Lgyer Top Layer Insulation Membrane | Attachment Ll
o. Insulation (psf)
Min. 26 ga. R-Panel or SBIV
PBR g?nel meftal roofidng at max. Min(.110.255-in(':1h, Tsn 1.€5bpcf EP)S quLe fill oL DT EV SGP!
t span fastened in a .5-inch x 48-inch boards) eacl . , DT, EV, 4
R-AM-4 alternating 5-inch/7-inch o.c. secured with Duro-Last #15 Extra Heavy Dgxgsa dhered with DG-IS, DG-OB, DF, DFP, or OMG-C, -67.5
. » -OS, or DG-TF spaced 6-inch o.c. TFM, (Lim. 7)
pattern at each support with Duty Fasteners and Duro-Last 3" Metal EVF CR-20 or
min. #12 HWH screws; Side Plates in a 3 per Flute Fill pattern
- . WB I
laps stitched 20-inch o.c.
DDP or SR secured with Duro-Last #14 WB I, SB IV,
R-AM-5 Steel Deck ) HD Fastener and Duro-Last 3-inch Metal DL, DT, DF CR-20, -67.5
(G33, L6, F1, S24) Plates fastened at a rate of 24 per 4 ft x 8 or DFP PG-EE, or (Lim. 7)
ft board TFM
DFS secured with
Steel Deck OPTIONAL DL Plates & #15 Fasteners -75
R-AM-6 (G33, L6, F1, S24) Approved Insulation secured at a rate of bF DFv (Lim. 7)
16 per 4 ft x 8 ft board
Min. 0.5-inch SR secured with TRUFAST
R-AM-7 Steel Deck } DP #12 Fasteners and TRUFAST 3” DL, DT, DF SB IV or -82.5
(G33, L6, F1, S24) Metal Insulation Plates fastened at a rate or DFP WB I (Lim. 7)
of 32 per 4 ft x 8 ft board
Mechanically Fastened Recover Assemblies
System I Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
Min. 7/16-inch OSB Duro-Lgst #_15 Extra Heavy Duty 225
sheathing attached to Min. 0.375-inch Drill Point Fastener and (Lim. 7;
R-M-1 . - DL Duro-Last Cleat Plate 2.4 fastened ’
structural supports spaced Approved Insulation 6-inch ithin the 3-inch tabs: Non-
24-inch o.c. b oo 6O ' | HVHZ)
abs spaced 60-inch o.c.
Duro-Last Auger Fasteners and
Auger Plates fastened through the -30
R-M-2 CWF Deck or _ ) DL membrane 6-inch o.c. in rows (Lim. 7;
Gypsum Deck spaced 48-inch o.c.; 10-inch wide Non-
membrane welded over fastener HVHZ)
rows with 1.5-inch wide heat weld.
TRUFAST VERSA-FAST Metal
Plates and TRUFAST VERSA-FAST -30
Fasteners at a rate of 3 per VERSA-| (Lim. 7;
R-M-3 Poured Gypsum - - bL FAST Plate installed 12-inch o.c. | ~ Non-
within the 3-inch tabs; Tabs spaced HVHZ)
60-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Mechanically Fastened Recover Assemblies
System - Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
Approved Insulation Duro-Last #15 Extra Heavy Duty .30
Min. 26 ga. R-Panel or filled between ribs. DT or Drill Point Fastener and (Lim. 7;
R-M-4 PBR panel metal roofing at Min. 0.5-inch Preliminarily secured Min. 60 mil DF Duro-Last Cleat Plates fastened Nor.1- ’
max. 5ft span Approved Insulation ’ 6-inch o.c. within the 6-inch wide HVHZ)
above ribs side laps spaced 114-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fasteners and Duro-Last .30
. 3" Metal Plates spaced 12-inch o.c. . .
R-M-5 Wood Deck SBS Premium Poly | 41ong the 3-inch wide side laps and DF CR-20 (Lim. 7;
(T19/32, L24) Base h . Non-
24-inch o.c. in two (2) equally HVHZ)
spaced, staggered rows in the field
of the roll
Duro-Last #15 Extra Heavy Duty -37.5
R-M-6 Steel Deck OPTIONAL Preliminarily secured DT or Drill Point Fastener and Cleat Plates | (Lim. 7;
(G33, L6) Approved Insulation y Min. 60 mil DF fastened 12-inch o.c. within 6-inch Non-
wide laps spaced 114-inch o.c. HVHZ)
Trufast #15 EHD Fastener and -37.5
R-M-7 Steel Deck Min. 0.5-inch ) DLX Duro-Last Cleat Plate 2.4 fastened (Lim. 7;
(G33, L6) Approved Insulation 6-inch o.c. within the 6-inch wide Non-
laps spaced 120-inch o.c. HVHZ)
( M"ggﬁj ° fg'léfvl‘j’s c TRUFAST VERSA-FAST Metal
TRUF AS‘I_' VERSA-F AgT Plates and TRUFAST VERSA-FAST -37.5
R-M-8 Fastener) over ) ) DT or Fasteners at a rate of 3 per VERSA-| (Lim.7
Steel Deck Min. 60 mil DF FAST Plate installed 12-inch o.c. Non-
(Min, 26ga. Type HVF deck within the 6-inch laps spaced 54- HVHZ)
G80, L5, PW, S15) inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and -37.5
R-M-9 Steel Deck OPTIONAL Preliminarily secured DL Cleat Plates 2.4 fastened 12-inch | (LiM-73
(G33, L6) Approved Insulation - ) Non-
o.c. along the 3-inch wide tabs
. HVHZ)
spaced 60-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and -37.5
R-M-10 S(gegngék a 25;?,’;’2‘,'/-8 o Preliminarily secured DL Cleat Plates 2.4 fastened 6-inch o.c. (L,L';f;
g PP along the 6-inch wide tabs spaced
) HVHZ)
120-inch o.c.
. . TRUFAST VERSA-FAST Metal
( M'\g,gffa fg'léf"‘:; ?n Plates and TRUFAST VERSA-FAST |  -37.5
R-M-11 TRUFAS'F VERSA-FAgT } } DL Fasteners at a rate of 3 per VERSA-| (Lim.7
Fastener) over Steel Deck FAST Plate Alternate spaced 6-inch Non-
(G33, L6) o.c. within 3-inch wide tabs spaced HVHZ)
’ 60-inch o.c.
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< 4 C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING
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TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Recover Assemblies
System - Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
(MCRE 2 1480 16t e TRUFAST VERSA-FAST Metal
TRUF AS'F VERSA-F AgT Plates and TRUFAST VERSA-FAST -45
R-M-12 Fastener) over ) ) DT or Fasteners at a rate of 3 per VERSA-| (Lim.7
Steel Deck Min. 60 mil DF FAST Plate installed 6-inch o.c. Non-
(Min, 26ga. Type HVF deck within the 6-inch laps spaced 114- HVHZ)
G80, L5, PW, S15) inch o.c.
Duro-Last Auger Fasteners (min.
2.5-inch penetration into substrate)
and Auger Plates or
TRUFAST Twin Loc Coiled Batten
Bar and TRUFAST Twin Loc-Nail -45
R-M-13 Poured Gypsum ) ) DT, DL, or DF Batten Fastener fastened through | (Lim. 7)
the membrane 6-inch o.c. in rows
spaced 48-inch o.c.; 10-inch wide
cover strip welded over fastener
rows with 1.5-inch wide heat weld.
Duro-Last #15 Extra Heavy Duty
R-M-14 Steel Deck ) ) DT or Drill Point Fastener and Cleat Plates -45
(G33, L6, F1, S24) Min. 60 mil DF fastened 12-inch o.c. within 6-inch (Lim. 7)
wide laps spaced 114-inch o.c.
PBMRm.::e?ieFt{a-rraor;eﬁlnorat Approved Insulation Duro-Last #15 Extra Heavy Duty
max Fs)ft span and fasteged filled between ribs. Drill Point Fastener and Duro-Last 45
R-M-15 12-i ' P Min. 0.5-inch Preliminarily secured DL Cleat Plates or Poly-Plates fastened .
-inch o.c. at each support . . -4 . (Lim. 7)
with min. #12 HWH screws Approved Insulation 6-inch o.c. within 3-inch wide tabs
with min. 0.5-inch washers above ribs spaced 60-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and Poly-Plates
R-M-16 (ng‘;e’L%e‘;’; ) a 25;?,’;’2‘,'/-8 o Preliminarily secured DL or Cleat Plates fastened 6-inch o.c. (Lif 2
T PP along 6-inch wide tabs spaced ’
120-inch o.c.
Duro-Last #15 Extra Heavy Duty
R-M-17 Steel Deck OPTIONAL Preliminarilv secured DT or Drill Point Fastener and Cleat Plates -45
(G33, L6, F1, S24) Approved Insulation y Min. 60 mil DF fastened 12-inch o.c. within 4-inch (Lim. 7)
wide laps spaced 116-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
Duro-Last Poly-Plates or Cleat
Wood Deck DT or . " -45
RM-18 | 719/32, 124, 0.113-6/6) - - Min. 60 mil DF Plates fastened 6-inch o.c. within |, ;) ")
6-inch wide laps spaced 114-inch
o.c.; fastener centered 1.25-inches
from edge of tab
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APPENDIX B
Mechanically Fastened Recover Assemblies
Syr\?:)em Existing Roof Igzglsté%r;gtr lnSUIatftTa%Liisn? S Membrane Membrane Attachment A(/:)L;I:)
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
Duro-Last Poly-Plates or Cleat
Steel Deck DT or . o -45
RM-19 1 (633, L6, PWor F1, S24) - - Min. 60 mil DF Plates fastened 6-inch o.c. within | | ;"7
6-inch wide laps spaced 114-inch
o.c.; fastener centered 1.25-inches
from edge of tab
Min. 225 psi LWIC over Duro-Last #15 Extra Heavy Duty
' Steel Deck Drill Point Fastener and 45
R-M-20 . - - DL Duro-Last Poly-Plates or Cleat .
(Min. 26 ga. HD-Dek, Plates fastened 6-inch ithi (Lim. 7)
Vented, G80, L5, P, S15) —ates fastened 5-inch 0.c. within
’ T 3-inch wide tabs spaced 60-inch o.c.
Min. 26 ga. R-Panel or Approved Insulation Duro-Last #15 Extra Heavy Duty
PBR panel metal roofing at filled between ribs. DT or Drill Point Fastener and 45
R-M-21 max. 5ft span and fastened Min. 0.5-inch Preliminarily secured Min. 60 mil DF Duro-Last Poly-Plates fastened (Lim. 7)
6-inch o.c. at each support Approved Insulation ’ 6-inch o.c. within 6-inch wide laps ’
with min. #12 HWH screws above ribs spaced 54-inch o.c
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
Duro-Last Poly-Plates or Cleat
Steel Deck DT or . e -52.5
R-M-22 - - . . Plates fastened 6-inch o.c. within 6- h
(G33, L6, PW, S24) Min. 60 mil DF inch wide laps spaced 54-inch o.c.; (Lim. 7)
fastener centered 1.25-inches from
edge of tab
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
R-M-23 (G3§t‘i‘2’ Dock 50 a 25;?,’;’2‘,'/-8 o Preliminarily secured DL Poly-Plates or Cleat Plates fastened (|_-i5:{57)
P B0 Y PP 6-inch o.c. along the 3-inch wide :
tabs spaced 60-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
R-M-24 (T19 /3;YOLO§P3 (;k1 3-6/6) Appgtgclﬁr’;lsﬁll-a tion Preliminarily secured DL o Duro-Last Cleat.PIates or Poly- (L?|121..57)
ates fastened 6-inch o.c. along 3-
inch wide tabs spaced 60-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
R-M-25 Wood Deck OPTIONAL Preliminarily secured DL Duro-Last Cleat Plates fastened -52.5
(T19/32, L24, 8d-6/6) Approved Insulation 6-inch o.c. along 6-inch wide tabs (Lim. 7)
spaced 57-inch o.c. (Screws
located 2.7-inches from tab edge)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Mechanically Fastened Recover Assemblies
System I Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
Duro-Last #14 HD Fastener and
Duro-Last 3-inch Metal Plates
R-M-26 Wood Deck OPTIONAL Preliminarily secured DL fastened 6-inch o.c. along 6-inch -52.5
(T19/32, L24, 8d-6/6) Approved Insulation wide tabs spaced 57-inch o.c. Tab | (Lim.7)
Sealer 4725 applied at a rate of 60
ft2/gal.
PBMRlnbaz:eiq;.eTz;rs)r;eﬁln%r at /f\pproved Insula.:tion Duro-L?st #j5 Extra Heavy Duty
max. 5ft span and fastened |IIed_betwee_>n ribs. o Drill Point Fastener and 525
R-M-27 12-inch o.c. at each support Min. 0.5-inch Preliminarily secured DL Duro-Last Cleat Plates or Poly- Lim. 7
- L ppo Approved Insulation Plates fastened 12-inch o.c. alon (Lim. 7)
with min. #12 HWH screws PP . . . - aiong
. ] . above ribs 3-inch wide tabs spaced 28-inch o.c.
with min. 0.5-inch washers
Min. 26 ga. R-Panel or Approved Insulation Duro-Last #15 Extra Heavy Duty
PBR panel metal roofing at filled between ribs. DT or Drill Point Fastener and 525
R-M-28 max. 5ft span and fastened Min. 0.5-inch Preliminarily secured Min. 60 mil DF Duro-Last Poly-Plates fastened (Lim. 7)
6-inch o.c. at each support Approved Insulation ’ 12-inch o.c. within 6-inch wide laps ’
with min. #12 HWH screws above ribs spaced 24-inch o.c
TRUFAST VERSA-FAST Metal
Plates and TRUFAST VERSA-FAST
Fasteners at a rate of 3 per VERSA- -52.5
R-M-29 Poured Gypsum - - bL FAST Plate installed 6-inch o.c. | (Lim. 7)
within the 3-inch tabs; Tabs spaced
60-inch o.c.
Duro-Last #15 Extra Heavy Duty
DT or Drill Point Fastener and Duro-Last 525
R-M-30 Tectum IlIW Deck - - Mi . Poly-Plates or Cleat Plates fastened o
in. 60 mil DF h R . (Lim. 7)
6-inch o.c. within 6-inch wide laps
spaced 54-inch o.c
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
R-M-31 Wood Deck OPTIONAL Preliminarily secured DL Duro-Last Cleat Plates or Poly- -60
(T19/32, L24, 0.113-6/6) Approved Insulation Plates fastened 6-inch o.c. along (Lim. 7)
6-inch wide tabs spaced 120-inch
0.C.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
R-M-32 Wood Deck } } DT or Duro-Last Poly-Plates or Cleat -60
(T15/32, L24, 0.113-6/6) Min. 60 mil DF Plates fastened 6-inch o.c. within (Lim. 7)
6-inch wide laps in rows spaced
24-inch o.c
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AMRIZE BUILDING ENVELOPE LLC

< 4 C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Recover Assemblies
System - Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
Wood Deck -60
R-M-33 (T15/32, L24, 0.113-6/6) - - DL Duro-Last Pon-P_Iates or Cleat (Lim. 7)
Plates fastened 6-inch o.c. along
3-inch wide tabs spaced 28-inch o.c.
Min. 330 psi LWIC over DurolsLTISItD#j? 'I:Extrta Heavy dDuty
Steel Deck A Insulati Preliminaril DT or D rll_ 0:: | aPSI eneran | -60
R-M-34 (Min, 26ga. Type HVF deck pproved Insulation reliminarily secured Min. 60 mil DF uro-Last oly- ates or_C gat (Lim. 7)
Plates spaced 6-inch o.c. within the
G80, L5, PW, S15) ; .
6-inch laps spaced 54-inch o.c.
. . Duro-Last #15 Extra Heavy Duty
Min. 32%2?'5!;’(0 over Drill Point Fastener and -60
R-M-35 (Min, 26ga. Type HVF deck Approved Insulation Preliminarily secured DL o Dturo-Last Z(ély-Plﬁtes orICIeatth (Lim. 7)
G80, L5, PW, S15) ates spaced 6-inch o.c. along the
T ! 3-inch tabs spaced 60-inch o.c.
: . Secured with Min. 1.8-inch
( L. 290 psi LVIC. TRUFAST Twin Loc-Nail
{.8-nch TRUFAST Twin | SBS Premium Poly | Assembled Fastener spaced 7-inch 60
R-M-36 Loc-Nail Assembled Base o.c. along the 3-|n_ch wide s_|de laps DF CR-20 (Lim. 7)
and spaced 14-inch o.c. in two
Fast?Gngg) (Z\gerPStggg)Deck equally spaced, staggered rows in
T the field of the roll
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and Duro-Last 67.5
R-M-37 Tectum IlIW Deck - - DL Poly-Plates or Cleat Plates fastened (Lim- 7)
6-inch o.c. within 3-inch wide tabs ’
spaced 60-inch o.c.
Duro-Last #15 Extra Heavy Duty
Drill Point Fastener and
Duro-Last Poly-Plates or Cleat
Steel Deck DT or . oo -67.5
R-M-38 - - . . Plates fastened 6-inch o.c. within .
(G33, L6, F1, S24) Min. 60 mil DF B-inch wide laps spaced 54-inch (Lim. 7)
o.c.; fastener centered 1.25-inches
from edge of tab
Duro-Last Auger Fasteners and
Auger Plates with Dow
ENERFOAM™ fastened through the 675
R-M-39 CWF Deck - - DT, DL, or DF membrane 6-inch o.c. in rows (Lim. 7
spaced 60-inch o.c.; 10-inch wide '
membrane welded over fastener
rows with 1.5-inch wide heat weld.
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dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes
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[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Mechanically Fastened Recover Assemblies
System - Insulation or Insulation or Base Sheet MDP
No. Existing Roof Base Sheet Attachment Membrane Membrane Attachment (psf)
Duro-Last Auger Fasteners and
Auger Plates with Dow
ENERFOAM™ fastened through the 67.5
R-M-40 CWF Deck - - DT, DL, or DF membrane 6-inch o.c. in rows (Lim. 7
spaced 96-inch o.c.; 10-inch wide :
membrane welded over fastener
rows with 1.5-inch wide heat weld.
TRUFAST Twin Loc Coiled Batten
Bar and TRUFAST Twin Loc-Nail
Batten Fastener fastened through 82,5
R-M-41 Gypsum Deck - - DT, DL, or DF the membrane 3-inch o.c. in rows (Lim- 7)
spaced 48-inch o.c.; 10-inch wide ’
cover strip welded over fastener
rows with 1.5-inch wide heat weld.
Min. 24 ga. R-Panel or
PBR panel metal roofing at Approved Insulation Duro-Last #15 Extra Heavy Duty
max. 5ft span and fastened filled between ribs. Drill Point Fastener and 825
R-M-42 12-inch o.c. at each support Min. 1-inch Preliminarily secured DL Duro-Last Cleat Plates or Poly- (Lim. 7)
with min. (2) #12 HWH Approved Insulation Plates fastened 6-inch o.c. along 3- ’
screws with min. 0.5-inch above ribs inch wide tabs spaced 28-inch o.c.
OD washers per rib
Duro-Last #14 Concrete Screw or
Fluted Concrete Nail with Duro-Last
OPTIONAL L 3-inch Metal Plates fastened 6-inch -82.5
R-M-43 Concrete Deck Approved Insulation Preliminarily secured bL o.c. along 6-inch wide tabs spaced | (Lim. 7)
120-inch o.c. Tab Sealer 4725
applied at 60 ft2/gal.
Duro-Last #14 HD Fastener with
Duro-Last Cleat Plates fastened 6-
Steel Deck . o . - -82.5
R-M-44 - - DT or DF inch o.c. within 6-inch wide laps .
(G33, L6, F1, 524) spaced 54-inch o.c.; Tab Sealer (Lim. 7)
4725 applied at 30 ft?¥/gal.
Secured with TRUFAST VERSA-
FAST Metal Plates and TRUFAST
Min. 280 psi LWIC VERSA-FAST Fasteners at a rate
(MCRF = 129 Ibf using . of 3 per VERSA-FAST Plate
R-M-45 | TRUFAST VERSA-FAST | SBS Prgg“s'gm Poly | Atternate spaced 12-inch o.c. along DF CR-20 (Li'f:‘o 7
Fastener) over Steel Deck the 3-inch wide side laps and ’
(G33, L6, P, S20) spaced 24-inch o.c. in two equally
spaced, staggered rows in the field
of the roll
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Induction Welded Recover Assemblies
ST Existing Roof Insulation Weld Plate and Fastener Weld Plate Attachment Membrane TS (Dl
No. Attachment (psf)
Wood Deck OPTIONAL Secured 6-inch o.c. in rows spaced | Min. 50 mil 45
R-W-1 (T19/32, L24, Approved Insulation Duro-Bond #15 60-inch o.c.; Rows parallel to DL, DT, or Induction welded (Lim. 7)
8d-6/6) PP structural supports EV ’
OMG XHD Fastener with Secured at a rate of 1 per 4.00-ft?
R-W-2 (63‘39’?‘2’ ?chgz ” a 85;?{’;‘8’;‘1'@0” Duro-Bond Plate 1302 or | (See Appendix A - Induction Weld | P& ,?VT °r | Induction welded (L'i"’:"f’_,)
reT PP Duro-Bond PVC IW Plate Patterns) ’
OMG XHD Fastener with Secured at a rate of 1 per 4.00-ft?
R-W-3 (G3§teféD:C§24) A r(z;rtlﬁlg\fsﬁll_aﬁon Duro-Bond Plate 1302 or (See Appendix A - Induction Weld bL, [?\}- or Induction welded (L-i5n21.57)
CTT PP Duro-Bond PVC IW Plate Patterns) ’
Assemblies with All Layers Adhered over Steel Deck (New or Existing)
. Top Insulation
Syﬁtem Deck Detail BEEE Lgyer s IsulEien e La_yer Attachment Membrane Attachment Dl
o. Insulation Attachment Insulation (psf)
(Note 10)
Min. 1.5-inch 375
. FGF, II-A, 1I-G, llI-A, . .
S-A-1 G33. L6 OPTIONAL _ Duro-an_ llI-H, or HD-G, _ Duro-Gr/p_ DL, DT, or WB Il or SB IV (Lim. 9;
Duro-Guard Il | ribbon adhered 6-inch o.c. ribbon adhered 6-inch o.c. EV Non-
HD-G, HD-A, DDP, HVHZ)
SR, DXF or DXC
Min. 1.5-inch 375
. I-A, 1I-G, llI-A, 1lI-H, . o
S-A2 G33. L6 OPTIONAL Duro-Grip or HD-G. HD-G Duro-Grip DL, DT, or sGP (Lim. 9;
’ Duro-Guard Il | ribbon adhered 6-inch o.c. . , ribbon adhered 6-inch o.c. EV Non-
HD-A, DDP, SR, HVHZ)
DXF or DXC
Min. 1.5-inch 375
OPTIONAL Duro-Grip or DG-TF FGF, Il-A, II-G, lII-A, Duro-Grip or DG-TF oF, pFp, | WBI, CR20, 1 ;"
S-A-3 G33, L6 . . IlI-H, or HD-G, . : OMG-C, or
Duro-Guard Il | ribbon adhered 6-inch o.c. ribbon adhered 6-inch o.c. or EVF Non-
HD-G, HD-A, DDP, TFM HVHZ)
SR, DXF or DXC
-37.5
Min. 1.5-inch | DG-CR, DG-OB, or DG-TF DG-CR, DG-OB, or DG-TF DF, DFP, (Lim. 9;
S G33, L6 Duro-Guard Il | ribbon adhered 6-inch o.c. SU ribbon adhered 6-inch o.c. or EVF CR-200r WS i Non-
HVHZ)
-37.5
Min. 1.5-inch DG-CR, DG-OB, or DG-TF DG-CR, DG-OB, or DG-TF | DL, DT, or (Lim. 9;
S-A5 G33, L6 Duro-Guard Il | ribbon adhered 6-inch o.c. Su ribbon adhered 6-inch o.c. EV SB IVor SGP Non-
HVHZ)
Min. 1.5-inch
. FGF, II-A, I1I-G, llI-A, .
S-A6 G33, L6, P, 524 D(L)lfoTIGOuNa%LlI ribti)bx(:cﬁgzeﬁ g—ﬁ\-c?Fo c III-H, or HD-G, ribg)Lg(;-dGrg;eczjr g—icri-cZI—']Fo c - 1:9 \;- o WB Il or SB IV (Li-r?IO 9)
’ HD-G, HD-A, DDP, : .
SR, DXF or DXC
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AMRIZE BUILDING ENVELOPE LLC

dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Steel Deck (New or Existing)
; Top Insulation
System Deck Detail Base La_1yer Base Insulation Top La_yer Attachment Membrane Attachment MDP
No. Insulation Attachment Insulation (psf)
(Note 10)
Min. 1.5-inch
OPTIONAL Duro-Grip or DG-TF FGF, ”',A’ I-G, lll-A, Duro-Grip or DG-TF DF, DFP, WB I, CR-20, -60
S-AT G33,L6, P, S24 | 5 o-Guard Il | ribbon adhered 6-inch o.c I1-H; or HD-G, ribbon adhered 6-inch o.c or EVF OMG-G, or (Lim. 9)
’ HD-G, HD-A, DDP, ’ TFM ’
SR, DXF or DXC
Min. 1.5-inch DG-CR, DG-OB, or DG-TF DG-CR, DG-OB, or DG-TF DF, DFP, -60
S-A-8 G33, L6, P, S24 Duro-Guard Il | ribbon adhered 6-inch o.c. SU ribbon adhered 6-inch o.c. or EVF CR-20or WBIII (Lim. 9)
Min. 1.5-inch DG-CR, DG-OB, or DG-TF DG-CR, DG-OB, or DG-TF DL, DT, or -60
S-A9 | G33,L6,P.S24 | p 0 Guard Il | ribbon adhered 6-inch o.c. Su ribbon adhered 6-inch o.c. EV SBIVorSGP | | i 9
Min. 1.5-inch
s-A10 | 633,16 P, S24 | I-A IH, I, | BC-CR PGEE or DG-TF DFS DG-CR, PG-EE, or DG-TF DF DFV 67.5
111-A, or lll-H ribbon adhered 6-inch o.c. ribbon adhered 6-inch o.c. (Lim. 9)
Min. 1.5-inch DG-CR or PG-EE DG-CR or PG-EE -67.5
S-A-11 | G33,L6, P, S24 ] ribbon adhered 6-inch o.c. DFsS ribbon adhered 6-inch o.c. DF DFV (Lim. 9)
Min. 1.5-inch DG-OS ribbon adhered DL, DT, EV, PG-EE, TFM, 90
S-A-12 G33, L6, P, S24 II-H o.r W-H 6-inch o.c. to the top flange - - DF, DFP, or | WBII, SB IV or (Lim. 9)
of each deck rib EVF CR-20 ’
. . DG-OS ribbon adhered
s-A13 | G40,16 P, s24 | MinT-5INCh | 6inch o.c. to the top flange - - BLDT.or | se-saorsap | 20
-G ; EV (Lim. 9)
of each deck rib
. . DG-OS ribbon adhered
Min. 1.5-inch . -90
S-A-14 G40, L6, P, S24 6-inch o.c. to the top flange - - DF or DFP | OMG-C or TFM .
I-H ‘ (Lim. 9)
of each deck rib
Min. 1.5-inch DG-OS ribbon adhered ) WB I, SB IV,
S-A-15 | G33,16 F1,524 | EPS, FGF, | 6-inch o.c. to the top flange ng’G[,f_Xg . gg-f—/, DG'O%_ri'rE’é’r?g idhered DLC;F%T,;_I?F OMG-C, TFM, (L-?n71'59)
I-H, or Ill-H of each deck rib ’ o or CR-20 ’
Min. 1.5-inch DG-OS ribbon adhered ’
S-A-16 | G33, L6 F1,524 | EPS FGF, | 6-inch o.c. to the top flange | PXC HDP-H. FGF, or | DG-OS ribbon adhered DL or DT SG-SA -97.5
! SR 6-inch o.c. (Lim. 9)
I-H, or Ill-H of each deck rib
Min. 1.5-inch DG-OS ribbon adhered )
S-A-17 | 633,16 F1,524 | EPS FGF, | 6-inch o.c. to the top flange | DXC, HD-H, or SR | ~DG-OSribbonadhered | DL, DT, or SGP -97.5
. 6-inch o.c. EV (Lim. 9)
1I-H, or IllI-H of each deck rib
. . DG-OS ribbon adhered . DL, DT, EV, WB I, SB IV,
s-A-18 | 633,16, F1,524 | MM 1SN | g inchoc tothe topflange | P2 OXC DXF | DG-O8 fibbonadhered 1 p pep o | ome-c, TFM, (L-?n71'59)
of each deck rib ’ T EVF or CR-20 ’
. . DG-OS ribbon adhered .
S-A-19 | 633, L6 F1, s24 | Min-1.54nch | g 0o 0. to the top flange | PPP» PXC, HD-G, or | DG-OS ribbon adhered DL or DT SG-SA -97.5
-G } SR 6-inch o.c. (Lim. 9)
of each deck rib
Min. 1.5-inch DG-0S ribbon adhered . DL, DT, EV, WB I, SB 1V,
S-A20 | 63316 P, S24 | EPS FGF, | 6-inch o.c. to the top flange ngéDFxg . gg-f-/, DG'OSGfi':g?g idhered DF. DFP, or | OMG-C, TFM, (|-_1i:nzg)
1I-H or lll-H of each deck rib ’ o EVF or CR-20 ’
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[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Steel Deck (New or Existing)
; Top Insulation
DU Deck Detail B2z La_lyer Easellisniation Top Layer Attachment Membrane Attachment LDl
No. Insulation Attachment Insulation (Note 10) (psf)
Min. 1.5-inch DG-OS ribbon adhered !
s-A-21 | 633,16 P, s24 | EPS FGF, | 6-incho.c. to the top flange | PXC HDég’ FGF,or| D G'Ose_ri'r:’fr?g idhered DL or DT SG-SA (I'_1"1n2'g)
1I-H or Ill-H of each deck rib o ’
Min. 1.5-inch DG-OS ribbon adhered .
s-A22 | 633,16 P S24 | EPS'FGF, | 6-inchoc.tothetopflange | DXC, HD-H,orsR | DCG-OSribbonadhered | DL, DT, or sGP “112.5
. 6-inch o.c. EV (Lim. 9)
II-H or lll-H of each deck rib
Min. 1.5-inch DG-OS ribbon adhered DL, DT, EV, 135
S-A-23 G33, L6, F1, S24 FGF, II-H or | 6-inch o.c. to the top flange - - DF, DFP, or WB Il or SB IV (Lim. 9)
111-H of each deck rib EVF ’
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) MEGIENE | AR (psf)
-37.5
CAML G40, OPTIONAL Simultaneously Min. 1.5-inch DL Plates & Fasteners (Lim. 9;
S-AM-1 L5 Approved Insulation | secured with top layer 1I-A secured at a rate of 1 fastener per 2.67 ft? DLor DT SG SA Non-
HVHZ)
. . waB I
DL Plates & Min. 1.5-inch i -37.5
. . DL, DT, EV, OMG-C, h .
S-AM-2 | G33,L6 Min. 1.5-inch Fasteners II°A or [1IA DG-TF ribbons spaced 6-inch o.c. DF, DFP,or |  PG-EE, (Lim. 7;
1I-A or IlI-A secured at a rate of followed by EVF DFMA. TFM Non-
16 per 4 ft x 8 ft board DXF . ! HVHZ)
or CR-20
DL Plates & Min. 1.5-inch -37.5
Min. 1.5-inch Fasteners 1I-A or IlI-A . . DL, DT, or (Lim. 7;
S-AM-3 | G33, L6 11-A or HI-A secured atarate of | followed by DG-TF ribbons spaced 6-inch o.c. EV SB IV Non-
16 per 4 ft x 8 ft board DXF HVHZ)
DL Plates & -37.5
Min. 1.5-inch Fasteners Min. 0.5-inch . . (Lim. 7;
S-AM-4 G33, L6 I-H secured at a rate of DDP PCRA ribbons spaced 12-inch o.c. DF PCRA Non-
1 fastener per 2.67ft? HVHZ)
Duro-Last #15 XHD %IE—S20G Ir;\ézr a8
Min. 1.5-inch Fasteners and Duro- Torch Base (Lim- 7.
S-AM-5 G33, L6 1I-A, 1I-H, 1lI-A, or Last 3” Metal Plates SU DG-CR ribbons spaced 6-inch o.c. DF or SBS Pol Noﬁ- ’
H-H secured a a rate of y
Torch Base HVHZ)
16 per 4 ft x 8 ft board ;
torch applied
-37.5
AN Min. 1.5-inch Simultaneously DL Plates & #15 Fasteners (Lim. 7;
S-AM-6 G33, L6 Approved Insulation | secured with top layer DFS secured at a rate of 10 per 4 ft x 8 ft board bF DFv Non-
HVHZ)
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APPENDIX B
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) Membrane | Attachment (psf)
-45
S-AM-7 G40. L5 OPTIONAL Simultaneously Min. 1.5-inch DL Plates & Fasteners DL, DT, or SG SA or (Lim. 7;
! Approved Insulation | secured with top layer 1I-H secured at a rate of 1 fastener per 2.67 ft? EV SGP Non-
HVHZ)
Duro-Last 3-inch Metal Plates with 45
S-AM-8 G33, L5 Min. 1.5-inch . Slmulta!neously JM Invinsa Duro-Last Duro-Coated Hex Head Screws DL SB IV (Lim. 7;
Approved Insulation | secured with top layer Roof Board Non-
secured at a rate of 16 per 4 ft x 8 ft board HVHZ)
Min. 1.5-inch . . PG-EE -45
. Duro-Last 3-inch Metal Plates with DL, DT, EV, ’ .
OPTIONAL Simultaneously 1I-A, lI-A, 1lI-H, > | WBIILSBIV, | (Lim.7;
S-AM-9 | G33, L5 Approved Insulation | secured with top layer | or Min. 0.5-inch E:gg;légsattzu::{ecg? t1e6d ';f); ';iag gg:av;z DF, l:?\fl’—': Or 1 sep, TAM, Non-
SR P or CR-20 HVHZ)
DL Plates & WB I, SB -45
S-AM-10 | G633 L5 Min. 1.5-inch #15 Fasteners Min. 0.25-inch Duro-Fleece Membrane Adhesive DL, DT, DF IV, PG-EE, (Lim. 7;
! Approved Insulation secured at a rate of DD or II-A ribbons spaced 6-inch o.c. or DFP TFM, or Non-
16 per 4 ft x 8 ft board CR-20 HVHZ)
Min. 1.5-inch wB Il 45
OPTIONAL Simultaneously 11-A, 1-H, H1A; DL Plates & #15 Fasteners DL DT, EV, | SBIV, SGP, | i 7.
S-AM-11 | G33, L5 . . ) . DF, DFP, or CR-20,
Approved Insulation | secured with top layer | or Min. 0.5-inch | secured at a rate of 16 per 4 ft x 8 ft board Non-
EVF PG-EE or
SR or DDP HVHZ)
TFM
WB I, 45
. DL, DT, EV, SB IV, SGP, .
CAML OPTIONAL Simultaneously DL Plates & #15 Fasteners ! S ep ~ (Lim. 7;
S-AM-12 | G33, L5 Approved Insulation | secured with top layer SR or DDP secured at a rate of 16 per 4 ft x 8 ft board DF, DFP, or OMG-C, Non-
EVF PG-EE, TFM, HVHZ)
or CR-20
-45
. . . TRUFAST DP #12 Fasteners and DL, DT, EV, . .
SAM13 | 633,15 | , OPTIONAL | Simultaneousy - Min. 0.8-nch TRUFAST 3" Metal Insulation Plates | DF, DFP, or WB I (Lim. 7;
PP play secured at a rate of 1 fastener per 4 ft2 EVF HVHZ)
-45
. . . TRUFAST DP #12 Fasteners and . .
Ss-AM-14 | 633 L5 OPTIONAL ) Slmultgneously Min. 0.5-inch TRUFAST 3" Metal Insulation Plates DL, DT, or SB IV or (Lim. 7;
Approved Insulation | secured with top layer DXF 5 EV SGP Non-
secured at a rate of 1 fastener per 4 ft HVHZ)
-45
. . . TRUFAST DP #12 Fasteners and . .
S-AM-15 | G33, L5 OPTIONAL Simultaneously Min. 0.5-inch TRUFAST 3" Metal Insulation Plates DF pFma | Lim-T;
Approved Insulation | secured with top layer DXF 5 Non-
secured at a rate of 1 fastener per 4 ft HVHZ)
CR-20 -45
. . . TRUFAST DP #12 Fasteners and 4 . .
S-AM-16 | G33, L5 OPTIONAL Simultaneously Min. 0.5-inch TRUFAST 3" Metal Insulation Plates pForpFp | PCGEE (Lim. 7;
Approved Insulation | secured with top layer DXF 2 OMG-C, or Non-
secured at a rate of 1 fastener per 4 ft TEM HVHZ)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

| CREEK
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[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) Membrane | Attachment (psf)
-45
. DL, DT, EV, (Lim.
S-AM-17 | G33 L5 OPTIONAL ) Slmultqneously DXF DL Plates & Fasteners , | OF, DFP, o WB Il 97;
Approved Insulation | secured with top layer secured at a rate of 1 fastener per 2.67 ft EVF Non-
HVHZ)
-45
OPTIONAL Simultaneously DL Plates & Fasteners DL, DT, or SB IV or (Lim. 7;
S-AM-18 | G33, L5 Approved Insulation | secured with top layer bxF secured at a rate of 1 fastener per 2.67 ft? EV SGP Non-
HVHZ)
-45
OPTIONAL Simultaneously DL Plates & Fasteners (Lim. 7;
S-AM-19 | G33, L5 Approved Insulation | secured with top layer bxr secured at a rate of 1 fastener per 2.67 ft? bF DFMA Non-
HVHZ)
CR-20, -45
OPTIONAL Simultaneously DL Plates & Fasteners OMG-C, (Lim. 7;
S-AM-20 | G33, L5 Approved Insulation | secured with top layer DxF secured at a rate of 1 fastener per 2.67 ft? DF or DFP PG-EE, or Non-
TFM HVHZ)
-45
. TRUFAST DP #12 Fasteners and DL, DT, EV, WB I, . .
sAm21 | Gz L5 | , OPTIOWAL |~ Simitaneousy DXC TRUFAST 3" Metal Insulation Plates | DF, DFP, or | SG-5A, or | (&M T3
PP pfay secured at a rate of 1 fastener per 2.67 ft? EVF SGP HVHZ)
-45
) TRUFAST DP #12 Fasteners and . .
sAM22 | 633,15 | , OPTIONAL | Simuftaneousy DXC TRUFAST 3" Metal Insulation Plates DL SBIV (Lim. 7;
PP play secured at a rate of 1 fastener per 2.67 ft2 HVHZ)
-45
. TRUFAST DP #12 Fasteners and . .
S-AM23 | G33, L5 OPTIONAL Simultaneously DXC TRUFAST 3" Metal Insulation Plates DF DFMA (Lim. 7;
Approved Insulation | secured with top layer 5 Non-
secured at a rate of 1 fastener per 2.67 ft HVHZ)
CR-20, -45
) TRUFAST DP #12 Fasteners and . . .
s-AM-24 | G33, L5 OPTIONAL Simultaneously DXC TRUFAST 3" Metal Insulation Plates | DForDFP | OMG-C | (Lim.7;
Approved Insulation | secured with top layer 2 PG-EE, or Non-
secured at a rate of 1 fastener per 2.67 ft
TFM HVHZ)
DL Plates & CR-20,
G33, L6 Min. 1.5-inch Fasteners Min. 0.5-inch . . OMG-C, -45
SAM-25 | £ s24 II-H secured at a rate of pDP DG-CR ribbons spaced 12-inch o.c. DForDFP 1 pGEE or | (Lim.7)
1 fastener per 2ft? TFM
DL Plates &
G33, L6 Min. 1.5-inch #15 Fasteners DG-CR, PG-EE, or DG-TF -45
S-AM-26 | £ 504 111 secured at a rate of DFS ribbon adhered 6-inch o.c. brF DFv (Lim. 7)
16 per 4 ft x 8 ft board
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
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APPENDIX B
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) Membrane | Attachment (psf)
DL Plates & CR-20,
S-AM-27 G33, L6 Min. 2-inch Fasteners Min. 0.5-inch DG-IS, DG-0OB, DG-0S, or DG-TF ribbons DF or DFP OMG-C, -52.5
F1, S24 II-A or II-G secured at a rate of DDP or SR spaced 12-inch o.c. PG-EE, or (Lim. 7)
1 fastener per 2.67ft? TFM
WB I, SB IV,
DL Plates & DL DT EV. SG-SA,
S-AM-28 G33, L6 Min. 2-inch Fasteners Min. 0.5-inch DG-IS, DG-OB, DG-OS, or DG-TF ribbons DF’ DF’P o’r SGP, -_52.5
F1, S24 II-A or II-G secured at a rate of DDP or SR spaced 12-inch o.c. ’EVFy OMG-C, (Lim. 7)
1 fastener per 2.67ft? PG-EE, TFM,
or CR-20
Duro-Last #15 XHD . .
G33, L6 Min. 1.5-inch Fasteners and Duro- | U L0 1 o o d 6-inch lied 52.5
S-AM-29 | 27 II-A, II-H, I-A, or | Last 3” Metal Plates S, A -t Tibbons spaced ©-nch 0.C. applied | pe o prp | WB Ior SGP | 7%
, S24 HI-H sec or llI-H to each board layer (Lim. 7)
ured a a rate of followed by SU
16 per 4 ft x 8 ft board Y
Duro-Last #15 XHD . .
G33, L6 Min. 1.5-inch Fastoners and Duro- i ith) A, | DG-CRIBE d 6-inch lied | DL, DT, SB IV 52.5
S-AM-30 | 227 II-A, ll-H, 1II-A, or | Last 3" Metal Plates A I A - Tibbons spaced v-inch 0.C. applie o or or By
, S24 II-H sec or llI-H to each board layer EV SGP (Lim. 7)
ured a a rate of followed by SU
16 per 4 ft x 8 ft board
DL Plates & #15 CR-20 over
S-AM-31 G33, L6 Min. 2-inch Fasteners secured a Min. 0.5-inch DG-CR, DG-TF, or PG-EE DF SBS Poly -52.5
F1, S24 1I- or llI-1 rate of 28 per 4 ft x 8 SR ribbon adhered 6-inch o.c. Torch Base (Lim. 9)
ft board torch applied
WB I, SB IV,
. . oL, o7 EV, | S&SA
S-AM-32 | G33 L6 Min. 1.5-inch Simultaneously DDP or SR DL Plates & Fasteners DF DFP. or SGP, -67.5
F1, S24 | Approved Insulation | secured with top layer secured at a rate of 24 per 4 ft x 8 ft board ! EVFY OMG-C, (Lim. 7)
PG-EE, TFM,
or CR-20
Min. 1.5-inch
S-AM-33 G33, L6 OPTIONAL Simultaneously 1I-A, 1I-G, llI-A; DL Plates & Fasteners DF , DFP, WB Il -67.5
F1, 824 | Approved Insulation | secured with top layer or Min. 2-inch secured at a rate of 24 per 4 ft x 8 ft board or EVF (Lim. 7)
IV-A
WB I, SB IV,
. ) . DL, DT, EV, SG-SA,
S-AM-34 G33, L6 Min. 1.5-inch ' Slmultqneously DDP or SR DL Plates & #15 Fasteners DF’ DF’P oyr SGP, -67.5
F1, 824 | Approved Insulation | secured with top layer secured at a rate of 20 per 4 ft x 8 ft board ! EVFy OMG-C, (Lim. 7)
PG-EE, TFM,
or CR-20
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes
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APPENDIX B
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) Membrane | Attachment (psf)
Duro-Last #15 Extra WB I, SB 1V,
Heavy Duty Drill Point DL DT EV SG-SA,
S-AM-35 | G33 L6 Min. 1.5-inch Fasteners and Duro- DDP or SR DG-OS or DG-TF ribbons spaced DF DFP. or SGP, -67.5
F1, S24 1I-A or II-G Last 3" Metal Plates 6-inch o.c. ’EVF’ OMG-C, (Lim. 7)
secured a rate of PG-EE, TFM,
16 per 4 ft x 8 ft board or CR-20
Duro-Last #15 Extra
Heavy Duty Drill Point oot ey | Pas
S-AM-36 G33, L6 Min. 1.5-inch Fasteners and Duro- DXF DG-IS, DG-OB, DG-OS or DG-TF ribbons DF’ DF,P ’ o - -67.5
» f 2 , or MG-C, h
F1, S24 1I-A or II-G Last 3” Metal Plates spaced 6-inch o.c. EVF PG-EE. TFM (Lim. 7)
secured a rate of or CR-20
16 per 4 ft x 8 ft board
Duro-Last #15 Extra
Heavy Duty Drill Point
S-AM-37 ,C:"f?:ség M 1or5 I;T(‘_;h T_aassﬁe;?,[je?;’ldp?a‘:;‘; Su DG-TF ribbons spaced 6-inch o.c. DF or DFP | WB Il or SGP (Lfl;"'_57)
secured a rate of
16 per 4 ft x 8 ft board
Duro-Last #15 Extra
Heavy Duty Drill Point
G33, L6 Min. 1.5-inch Fasteners and Duro- . . DL, DT, or SB IV or -67.5
S-AM-38 | £ 504 I1-A or -G Last 3" Metal Plates Su DG-TF ribbons spaced 6-inch o.c. EV SGP (Lim. 7)
secured a rate of
16 per 4 ft x 8 ft board
DL Plates &
S-AM-39 G33, L6 Min. 2-inch Fasteners Min. 0.5-inch DG-IS, DG-0OB, DG-O$, or DG-TF ribbons DF CR-20 or -75
F1, S24 1I-A or II-G secured at a rate of DDP or SR spaced 12-inch o.c. PG-EE (Lim. 7)
1 fastener per 1.33ft?
WB I, SB IV,
DL Plates & DL DT EV. SG-SA,
S-AM-40 G33, L6 Min. 2-inch Fasteners Min. 0.5-inch DG-IS, DG-0OB, DG-O._S, or DG-TF ribbons DF’ DF,P 0} SGP, _-75
F1, S24 1I-A or II-G secured at a rate of SR spaced 12-inch o.c. ’EVF, OMG-C, (Lim. 7)
1 fastener per 1.33ft? PG-EE, TFM,
or CR-20
G33, L6 Min. 1.5-inch Simultaneously DL Plates & #15 Fasteners -75
S-AM-41 | 217524 | Approved Insulation | secured with top layer DFS secured at a rate of 16 per 4 ft x 8 ft board DF DFV (Lim. 7)
WB I, SB IV,
. . . TRUFAST DP #12 Fasteners and oL, DT, EV, | SESA
S-AM-42 G33, L6 Min. 1.5-inch ) Slmultqneously Min. 0.5-inch TRUFAST 3" Metal Insulation Plates DF’ DF,P o’r SGP, -_82.5
F1, S24 | Approved Insulation | secured with top layer SR ’ ’ OMG-C, (Lim. 7)
secured at a rate of 32 per 4 ft x 8 ft board EVF PG-EE. TFM
or CR-20
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

| CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with Adhered Membranes over Steel Deck (New, Existing, or Recover)
System Deck Base Layer Base Layer Top Layer Top Insulation Attachment MDP
No. Detail Insulation Attachment Insulation (Note 10) Membrane | Attachment (psf)
DL Plates &
G33, L6 Min. 1.5-inch Fasteners Min. 0.5-inch . . CR-20 or -82.5
S-AM-43 | p1 504 I1-H secured at a rate of DDP PCRA ribbons spaced 6-inch o.c. bF PG-EE (Lim. 7)
1 fastener per 1.33ft?
DL Plates &
S-AM-44 G80, L6 Min. 2-inch Fasteners Min. 0.5-inch DG-IS, DG-OB, DG-OS, or DG-TF ribbons DF CR-20 or -82.5
F1, S24 1I-A or II-G secured at a rate of DDP or SR spaced 6-inch o.c. PG-EE (Lim. 7)
1 fastener per 1.33ft?
S-AM-45 G33, L6 OPTIONAL Simultaneously Min. 2-inch DL Plates & #15 Fasteners DL, DT, DF SB IV or -90
F1, 824 | Approved Insulation | secured with top layer 1V-A secured at a rate of 16 per 4 ft x 8 ft board or DFP WB Il (Lim. 7)
DL Plates & #15 CR-20 over
S-AM-46 G33, L6 Min. 2-inch Fasteners secured a DXC DG-CR, DG-TF, or PG-EE DF SBS Poly -90
F1, S24 1I-I'or Il rate of 28 per 4 ft x 8 ribbon adhered 6-inch o.c. Torch Base (Lim. 9)
ft board torch applied
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
Base .
Syt Decl§ Basg Insulation Top Insulation IIege s Eta) Membrane Attachment LD
No. Detail Insulation Attacment (psf)
Attachment
o -30
Min 1-inch T DL #15 and Duro-Last Poly-Plates or . .
SM1 | G336 | Approved Preliminarily ; DL Cleat Plates fastened 12-inch o.c. along 6- | (LM 75
; secured . . Non-
Insulation wide tabs spaced 120-inch o.c.
HVHZ)
. . Duro-Last #15 Extra Heavy Duty Drill Point -37.5
Min 0.5-inch Preliminarily _DTor . Fasteners and Duro-Last Cleat Plates (Lim. 7;
S-M-2 G33, L6 Approved - Min. 60 mil f 12-inch ithin | N
Insulation secured DF astened 12-inc o.c. within laps spaced on-
114-inch o.c. HVHZ)
Min. 1.5-inch Preliminaril Duro-Last #14 HD Fastener and Duro-Last (I_-i3n:.57-
S-M-3 G33, L6 Approved y - EV Poly-Plates fastened 12-inch o.c. within Y
Insulation secured 6-inch wide laps spaced 54-inch o.c Non-
ps sp C- HVHZ)
Min. 1.5-inch Duro-Last #15 Extra Heavy Duty Drill Point -37.5
. Preliminarily Fastener and Cleat Plates 2.4 fastened (Lim. 7;
S-M-4 G33, L6 Approved - DL 12-inch | he 3-inch wi N
Insulation secured -inch o.c. along t e 3-inch wide tabs on-
spaced 60-inch o.c. HVHZ)
Min. 1.5-inch Duro-Last #15 Extra Heavy Duty Drill Point -37.5
. Preliminarily Fastener and Cleat Plates 2.4 fastened (Lim. 7;
S-M-5 G33, L6 Approved d - DL 6-inch | he 6-inch wide tab N
Insulation secure -inch o.c. along the 6-inch wide tabs on-
spaced 120-inch o.c. HVHZ)
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AMRIZE BUILDING ENVELOPE LLC

C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
Base .
Sysits Decl§ Basg Insulation Top Insulation IIepe s e Membrane Attachment G0
No. Detail Insulation Attacment (psf)
Attachment
DL #15 and Duro-Last Cleat Plates
Min. 1.5-inch fastened 12-inch o.c. within 6-inch wide -37.5
S-M-6 G33 L6 Approved Preliminarily _ ) DT :;1ps spaced 11 124_.5-|nch 0.c.; Duro-Bond (Lim. 7;
Insulation secured 5 sgcured -inch o.c. in rows spaced Non-
114.5-inches o.c. and centered between HVHZ)
side laps
G80,
L5.5 . . Duro-Last #15 Extra Heavy Duty Drill Point
(22 ga) Min 0.5-inch Preliminarily _DTor . Fasteners and Duro-Last Cleat Plates -45
S-M-7 Approved - - Min. 60 mil - e .
orlL6 Insulation secured DF fastened 12-inch o.c. within laps spaced (Lim. 7)
(18 ga) 116-inch o.c.
F1, S24
G33, Min 1.5-inch Lo DT or Duro-Last #15 Extra Heavy Duty Drill Point
S-M-8 L6, F1, Approved Prggrcrzjl/:eaglly - - Min. 60 mil fasteners and Cleat Plates fastened 12- (Li-r‘:15 7)
S24 Insulation DF inch o.c. within laps spaced 56-inch o.c. i
G80 Min. 1.5-inch Duro-Last #14 HD Fastener with Duro-Last
g . Preliminarily Poly-Plates or Cleat Plates fastened -45
S-M-9 L6, F1, Approved - - DL 12-inch | he 3-inch wi Lim. 7
S04 Insulation secured -inch o.c. along t.e 3-inch wide tabs (Lim. 7)
spaced 60-inches o.c.
. . Duro-Last #14 HD with Duro-Last Poly-
S-M-10 L(Z‘g% MAn. 1;2\;2;h Preliminarily _ ) DL Plates or Cleat Plates fastened 6-inch o.c. -45
) pprov! secured along the 3-inch wide tabs spaced (Lim. 7)
S24 Insulation .
84-inches o.c.
G33, Min 1-inch Preliminaril DL #15 and Duro-Last Poly-Plates or Cleat 45
S-M-11 L6, Por Approved secured 4 - - DL Plates attached 6-inch o.c. along 6-wide (Lim. 7)
F1 Insulation tabs spaced 120-inch o.c. i
Duro-Last #15 Extra Heavy Duty Drill Point
G80, Min. 1.5-inch Fastener with Duro-Last Cleat Plates
S-M-12 L6, A : r.ove J Preliminarily _ ) DL fastened -45
F1W, ln‘;ﬁ’, otion secured 12-inch o.c. along the 6-inch wide tabs (Lim. 7)
S24 spaced 120-inches o.c. Tab Sealer 4725
applied at 30 ft?/gal.
. . DL #15 and Duro-Last Poly-Plates or Cleat
G35, Min. 0.5-inch Preliminarily .DTor . Plates fastened 6-inch o.c. within 6-inch -45
S-M-13 L6, Por Approved - - Min. 60 mil . . . .
. secured wide laps spaced 114-inch o.c.; fastener (Lim. 7)
F1, S24 Insulation DF .
centered 1.25-inches from edge of tab
Min. 1.5-inch Preliminaril DL #15 and Duro-Last Cleat Plates 45
S-M-14 G80, L6 Approved y - - EV fastened 6-inch o.c. within 6-inch wide laps .
. secured . (Lim. 7)
Insulation spaced 114-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC

C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING
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APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
Base .
Sysits Decl§ Basg Insulation Top Insulation IIepe s e Membrane Attachment G0
No. Detail Insulation Attacment (psf)
Attachment
Min. 1.5-inch Duro-Last #15 Extra Heavy Duty Drill Point
. Preliminarily Fastener and Duro-Last Cleat Plates -45
S-M-15 | G33, L6 Approved secured . . Ev fastened 12-inch o.c. within 6-inch wide (Lim. 7)
Insulation )
laps spaced 54-inch o.c.
. . Duro-Last #15 Extra Heavy Duty Drill Point
G33, Min. 1.5-inch Preliminarily _DTor . Fasteners and Duro-Last Poly-Plates or -45
S-M-16 L6, F1, Approved - - Min. 60 mil . s .
S24 Insulation secured DF Cleat Plates fastened 12-inch o.c. within (Lim. 7)
6-inch wide laps spaced 54-inch o.c.
. . Duro-Last #15 Extra Heavy Duty Drill Point
G8o, Min. 1.5-inch Preliminarily .DTor . Fasteners and Cleat Plates fastened -45
S-M-17 L5.5, Approved - - Min. 60 mil . oo ) .
: secured 12-inch o.c. within 4-inch wide laps spaced | (Lim. 7)
F1, S24 Insulation DF .
116-inch o.c.
. . Duro-Last #14 HD Fastener with Duro-Last
G8o, Min. 1.5-inch Preliminarily Poly-Plates or Cleat Plates fastened -52.5
S-M-18 L6, F1, Approved - - DL . - : :
S04 Insulation secured 18-inch o.c. along the 3-inch wide tabs (Lim. 7)
spaced 28-inches o.c.
G80 Min. 1.5-inch Duro-Last #14 HD Fastener with Duro-Last
g . Preliminarily Poly-Plates or Cleat Plates fastened 6-inch -52.5
S-M-19 L6, F1, Approved - - DL - : h
: secured o.c. along the 3-inch wide tabs spaced (Lim. 7)
S24 Insulation .
60-inches o.c.
G33, Min 1-inch Preliminaril DL #15 and Duro-Last Poly-Plates or Cleat 52.5
S-M-20 L6, Por Approved secured 4 - - DL Plates fastened 6-inch o.c. along 3-wide (Lim- 7)
F1 Insulation tabs spaced 60-inch o.c. i
G80 Min. 1.5-inch Duro-Last #14 HD Fastener with Duro-Last
g . Preliminarily Poly-Plates or Cleat Plates fastened 6-inch -52.5
S-M-21 L6, F1, Approved - - DL - - ;
. secured o.c. along the 6-inch wide tabs spaced (Lim. 7)
S24 Insulation )
120-inches o.c.
Duro-Last #15 Extra Heavy Duty Drill Point
G80, Min. 1.5-inch Preliminaril Fastener with Duro-Last 3-inch Metal 52.5
S-M-22 L6, P, Approved secured 4 - - DL Plates fastened 12-inch o.c. along the 6- (Lim- 7)
S24 Insulation inch wide tabs spaced 57-inches o.c. Tab :
Sealer 4725 applied at 60 ft?/gal.
G8o Min. 1.5-inch DL #15 with Duro-Last 3-inch Metal Plates
S-M-23 L6 P Approved Preliminarily _ ) DL fastened 6-inch o.c. along the 6-inch wide -52.5
S’2 4’ Ing 'Z lation secured tabs spaced 84-inches o.c. Tab Sealer (Lim. 7)
4725 applied at 60 ft%/gal.
G80 Duro-Last #15 Extra Heavy Duty Drill Point
16 ! Min. 1.5-inch Preliminaril Fastener with Duro-Last Cleat Plates 525
S-M-24 . Approved y - - DL fastened 12-inch o.c. along the 6-inch wide S
F1W, | . secured . (Lim. 7)
S04 nsulation tabs spaced 84-|pches o.c. Tab Sealer
4725 applied at 30 ft%/gal.
DLR12001.23 FL16039-R23 Page 78 of 89

This evaluation report is provided for State of Florida product approval under Rule 61G20-3. The manufacturer shall notify CREEK Technical Services, LLC of any product changes or
quality assurance changes throughout the duration for which this report is valid. This evaluation report does not express nor imply warranty, installation, recommended use, or other
product attributes that are not specifically addressed herein.



AMRIZE BUILDING ENVELOPE LLC

C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
Base .
Sysits Decl§ Basg Insulation Top Insulation IIepe s e Membrane Attachment G0
No. Detail Insulation Attacment (psf)
Attachment
DL #15 and Duro-Last Cleat Plates
. . fastened 6-inch o.c. within 6-inch wide laps
G33, Min. 1.5-inch Preliminarily spaced 114.5-inch o.c.; Duro-Bond #15 -52.5
S-M-25 L6, F1, Approved - - DT . . ;
S24 Insulation secured sgcured 6-inch o.c. in rows spaced 114.5- (Lim. 7)
inches o.c. and centered between side
laps
G80, Min. 1.5-inch L DL #15 with Duro-Last Cleat Plates
sM26 | L6 P, Approved P ’gg’c'zj”::g”y ; ; DL Fastened 6-inch o.c. along the 3-inch wide (Li'rf‘o 7
S24 Insulation tabs spaced 84-inches o.c. i
. . DL #15 and Duro-Last Poly-Plates or Cleat
G33, Min. 0.5-inch Preliminarily _DTor . Plates fastened 6-inch o.c. within 6-inch -60
S-M-27 L6, P, Approved - - Min. 60 mil . . -t .
S04 Insulation secured DF wide laps spaqed 54-inch o.c.; fastener (Lim. 7)
centered 1.25-inches from edge of tab
. . Duro-Last #15 Extra Heavy Duty Drill Point
G33 Min. 0.5-inch Lo
g Preliminarily Fasteners and Duro-Last Cleat Plates -60
S-M-28 | L6, F1, Approved secured - - DF/SPTB | tastened 12-inch o.c. within the SBS Poly | (Lim. 7)
S24 Insulation )
Torch Base side laps
. . DL #15 and Duro-Last Poly-Plates or Cleat
G33, Min. 0.5-inch Preliminarily _DTor . Plates fastened 6-inch o.c. within 6-inch -67.5
S-M-29 L6, F1, Approved - - Min. 60 mil . . f .
S04 Insulation secured DF wide laps spaqed 54-inch o.c.; fastener (Lim. 7)
centered 1.25-inches from edge of tab
Duro-Last #15 Extra Heavy Duty Drill Point
G80, Min. 1.5-inch Preliminaril Fastener with Duro-Last Batten Bar 67.5
S-M-30 L5, F1, Approved secured v - - DL fastened 6-inch o.c. within center of 3-inch (Lim- 7)
S24 Insulation wide tabs spaced 60-inches o.c. Tab '
Sealer 4725 applied at 60 ft¥/gal.
G80 Duro-Last #15 Extra Heavy Duty Drill Point
16 ! Min. 1.5-inch Preliminaril Fastener with Duro-Last Cleat Plates 67.5
S-M-31 F1W Approved secured 4 - - DL fastened 12-inch o.c. along the 6-inch wide (Lim. 7)
S92 4’ Insulation tabs spaced 57-inches o.c. Tab Sealer :
4725 applied at 30 ft%/gal.
G80, Min. 1.5-inch DL #15 with Duro-Last Cleat Plates
S-M-32 L6, A : r.oved Preliminarily B } DL fastened 6-inch o.c. along the 6-inch wide -67.5
F1Ww, ln{)sﬁt)llation secured tabs spaced 120-inches o.c. Tab Sealer (Lim. 7)
S24 4725 applied at 30 ft?gal.
G80 Min. 1.5-inch Duro-Last #14 HD Fastener with Duro-Last
g . Preliminarily DL Poly-Plates or Cleat Plates fastened 12- -75
S-M-33 L6, F1, Approved - - A . ; .
. secured (Inverted) inch o.c. along the 3-inch wide tabs (Lim. 7)
S30 Insulation f
spaced 27-inches o.c.
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AMRIZE BUILDING ENVELOPE LLC

C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Assemblies over Steel Deck (New, Existing, or Recover)
Base .
Sysits Decl§ Basg Insulation Top Insulation IIepe s e Membrane Attachment G0
No. Detail Insulation Attacment (psf)
Attachment
Duro-Last #15 Extra Heavy Duty Drill Point
G80, Min. 1.5-inch L Fastener with Duro-Last 3-inch Metal
S-M-34 L6, P, Approved Prggrcrz/:eagly - - DL Plates fastened 6-inch o.c. within center of (I.-isnzl.s?)
S24 Insulation 6-inch wide tabs spaced 120-inches o.c. :
Tab Sealer 4725 applied at 60 ft¥gal.
G80 Duro-Last #15 Extra Heavy Duty Drill Point
! Min. 1.5-inch L Fastener with Duro-Last Cleat Plates
S-M-35 L6, Approved Preliminarily - - DL fastened 6-inch o.c. along the 6-inch wide '.82'5
F1w, | . secured ) S (Lim. 7)
S24 nsulation tabs spaced 120-!nches o.c. Tab Sealer
4725 applied at 30 ft?/gal.
G33 Min. 1.5-inch Duro-Last #14 HD Fastener with Duro-Last
S-M-36 L6 F,1 A. r.oved Preliminarily ) ) DT or DF Cleat Plates fastened 6-inch o.c. within -82.5
524 ! Inglzllation secured 6-inch wide laps spaced 54-inch o.c.; Tab (Lim. 7)
Sealer 4725 applied at 30 ft?/gal.
. . Duro-Last #14 HD Fastener with Duro-Last
G33, Min. 1.5-inch Preliminarily _DTor . Poly-Plates or Cleat Plates fastened 6-inch -90
S-M-37 L6, F1, Approved - - Min. 60 mil s ) f .
: secured o.c. within 6-inch wide laps spaced (Lim. 7)
S24 Insulation DF . )
24-inch o.c.;
G8o Duro-Last #15 Extra Heavy Duty Drill Point
16 ! Min. 1.5-inch Preliminaril Fastener with Duro-Last Cleat Plates 975
S-M-38 F1W Approved secured v - - DL fastened 6-inch o.c. along the 6-inch wide (Lim- 7)
S92 4’ Insulation tabs spaced 84-inches o.c. Tab Sealer :
4725 applied at 30 ft%/gal.
. . Duro-Last #14 HD Fastener with Duro-Last
Géo, Min. 1.5-inch Preliminarily Poly-Plates or Cleat Plates fastened 6-inch -105
S-M-39 L6, F1, Approved - - DL ) - R
. secured o.c. along the 3-inch wide tabs spaced 28- | (Lim.7)
S24 Insulation )
inches o.c.
. . DL #15 with Duro-Last 3-inch Metal Plates
S-M-40 LGGB% M/T‘ 1;5\;2?*1 Preliminarily ) ) DL fastened 6-inch o.c. along the 6-inch wide -105
8’2 4’ Ing 'Z lation secured tabs spaced 57-inches o.c. Tab Sealer (Lim. 7)
4725 applied at 60 ft?/gal.
G80 Duro-Last #15 Extra Heavy Duty Drill Point
16 ! Min. 1.5-inch Preliminaril Fastener with Duro-Last Cleat Plates 135
S-M-41 F1W Approved secured 4 - - DL fastened 6-inch o.c. along the 6-inch wide (Lim. 7)
s2 4’ Insulation tabs spaced 57-inches o.c. Tab Sealer :
4725 applied at 30 ft%/gal.
Duro-Last #15 Extra Heavy Duty Drill Point
G80, Min. 1.5-inch Preliminaril Fastener with Duro-Last Cleat Plates 1425
S-M-42 L6, F1, Approved secured y - - DL fastened 6-inch o.c. within center of 6-inch (Lim '7)
S24 Insulation wide tabs spaced 25-inches o.c. Tab '
Sealer 4725 applied at 60 ft?/gal.
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Induction Welded Assemblies over Steel Deck (New, Existing, or Recover)
Base
Sysits Decl§ 2k Lgyer Insulation e Layer Top Insulation Attachment Membrane Attachment N
No. Detail Insulation Insulation (psf)
Attachment
OPTIONAL . . . .
S-W-1 G33, L6, Approved Secured with Approved Duro-Bond #15 secured 12-inch o.c. in rows DL60 or Induction welded to -45
F1,S12 Insulation Top Layer Insulation spaced 48-inches o.c. DLX60 each insulation plate (Lim. 7)
OPTIONAL . . . .
S-W-2 G33, L6, Approved Secured with Approved Duro-Bond #15 secured 6-inch o.c. in rows spaced DL60 or Induction welded to -45
F1,S12 . Top Layer Insulation 120-inches o.c. DLX60 each insulation plate | (Lim.7)
Insulation
OPTIONAL . .
S-W-3 G33, L5 Approved S.?.Curﬁd with 'qu P 70;/_ed Duro-Bond #15 secured 6 per 4 ft x 8 ft board DL, [?\Z- or Indﬁqtlonlwgldedl to L'- 45 9
Insulation op Layer nsulation each insulation plate | (Lim.9)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
G33, L6, Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 7 per DL, DT, or Induction welded to -45
S-w-4 Approved . 2 ; ) .
P, S24 Insulation Top Layer Insulation 6.00-ft EV each insulation plate | (Lim.7)
(See Appendix A- Induction Weld Patterns)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
S-W-5 G33, L6, Approved Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 1 per DL60 or Induction welded to -45
F1, S24 Ing IZ’ lation Top Layer Insulation 6.00-ft? DLX60 each insulation plate | (Lim. 7)
(See Appendix A- Induction Weld Patterns)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
G33, L6, Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 7 per DL, DT, or Induction welded to -52.5
S-W-6 Approved . 2 ; ) ;
F1, S24 Insulation Top Layer Insulation 4.00-ft EV each insulation plate (Lim. 7)
(See Appendix A- Induction Weld Patterns)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
S-W-7 G33, L6, Aoproved Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 1 per DL, DT, or Induction welded to -52.5
P, S24 Ing 'Z lation Top Layer Insulation 4.00-ft? EV each insulation plate | (Lim.7)
(See Appendix A- Induction Weld Patterns)
G33, L6, OPTIONAL Secured with Approved Duro-Bond #15 secured 6-inch o.c. in rows spaced DL, DT, or Induction welded to -52.5
S-W-8 Approved . ) ; : :
F1,S12 . Top Layer Insulation 72-inches o.c. EV each insulation plate | (Lim.7)
Insulation
OPTIONAL . . . .
S-W-9 G33, L6, Approved Secured with Approv‘ed Duro-Bond #15 securgd 6-inch o.c. in rows spaced DL60 or Indugt|on wglded to -52.5
F1, 812 Insulation Top Layer Insulation 96-inches o.c. DLX60 each insulation plate (Lim. 7)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
S-W-10 G33, L6, Approved Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 1 per DL, DT, or Induction welded to -75
F1, S24 m‘;’z otion Top Layer Insulation 3.00-ft2 EV each insulation plate | (Lim. 7)
(See Appendix A- Induction Weld Patterns)
OPTIONAL OMG XHD Fastener with Duro-Bond Plate 1302 or
S-W-11 G33, L6, Approved Secured with Approved Duro-Bond PVC IW Plate secured at a rate of 1 per DL, DT, or Induction welded to -75
P, S24 Inl; 'Z Jation Top Layer Insulation 3.00-ft? EV each insulation plate | (Lim.7)
(See Appendix A- Induction Weld Patterns)
G33, L6, OPTIONAL Secured with Approved Duro-Bond #15 secured 6-inch o.c. in rows spaced DL, DT, or Induction welded to -82.5
S-W-12 Approved . . . . .
F1, 812 Insulation Top Layer Insulation 48-inches o.c. EV each insulation plate (Lim. 7)
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4 C RE E K AMRIZE BUILDING ENVELOPE LLC
F dba DURO-LAST ROOFING
( [APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Induction Welded Assemblies over Steel Deck (New, Existing, or Recover)
Base
Sysits Decl§ 2k Lgyer Insulation e Layer Top Insulation Attachment Membrane Attachment N
No. Detail Insulation Insulation (psf)
Attachment
OPTIONAL . . . .
S-W-13 G33, L6, Approved Secured with Approv'ed Duro-Bond #15 securgd 6-inch o.c. in rows spaced DL60 or Indugtlon wglded to -_82.5
F1,S12 . Top Layer Insulation 60-inches o.c. DLX60 each insulation plate | (Lim.7)
Insulation
OPTIONAL . . . .
S-W-14 G33, L6, Approved Secured with Approv_ed Duro-Bond #15 securgd 6-inch o.c. in rows spaced DL60 or Indugtlon wglded to -90
F1,S12 . Top Layer Insulation 48-inches o.c. DLX60 each insulation plate | (Lim. 7)
Insulation
Assemblies with All Layers Adhered over Tectum llIW Deck (New or Existing)
System Base Lgyer Base Insulation Attachment g Layer Top Insulation Attachment Membrane Attachment N
No. Insulation Insulation (psf)
WB II, WB I,
T-A1 } ) DXF DG-TF applied in min. 3-inch wide DF, DFP, or OMG-C, -105
ribbons spaced 6-inch o.c. EVF PG-EE, TFM, (Lim. 9)
or CR-20
DG-TF applied in min. 3-inch wide DL, DT, or -105
T-A-2 ) ) DXr ribbons spaced 6-inch o.c. EV W8 ifor SB IV (Lim. 9)
DG-TF applied in min. 3-inch wide DL, DT, or -105
T-A-3 ) ) SU ribbons spaced 6-inch o.c. EV SB IVor SGP (Lim. 9)
A } ) DG-TF applied in min. 3-inch wide DF, DFP, or _ -105
T-A-4 SU ribbons spaced 6-inch o.c. EVF CR-20 or WB Il (Lim. 9)
Mechanically Fastened Assemblies over Tectum llIW Deck (New, Existing, or Recover)
S Thermal Barrier Insulation InsUEiTa Membrane Membrane Attachment Ll
No. Attachment (psf)
Min. 0.5-inch Duro-Last #15 Extra Heavy Duty Drill Point Fastener and (L-?n71.57'
T-M-1 As required N . Preliminarily secured DL Duro-Last Poly-Plates or Cleat Plates fastened t
Approved Insulation . A : . Non-
12-inch o.c. within 3-inch wide tabs spaced 60-inch o.c. HVHZ)
Min. 0.5-inch DT or Duro-Last #15 Extra Heavy Duty Drill Point Fastener and 52.5
T-M-2 As required A rové d. Insulation Preliminarily secured Min. 60 mil Duro-Last Poly-Plates or Cleat Plates fastened (Lim. 7)
PP DF 6-inch o.c. within 6-inch wide laps spaced 54-inch o.c i
Min. 0.5-inch Duro-Last #15 Extra Heavy Duty Drill Point Fastener and 60
T-M-3 As required A rové d. Insulation Preliminarily secured DL Duro-Last Poly-Plates or Cleat Plates fastened (Lim. 7)
PP 6-inch o.c. within 3-inch wide tabs spaced 60-inch o.c. i
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

v CREEK

[APPROVED ASSEMBLIES]

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Wood Deck (New or Existing)
System Deck Detail Base Lgyer Base Insulation Top La_yer Top Insulation Membrane Attachment MDP
No. Insulation Attachment Insulation Attachment (psf)
Min. 0.5-inch
Continuus -30
1I-A, 1I-H, 111, DG-CR DG-CR . .
W-A-1 T19/32, L32 HI-A, Ill-H, or Applied in spatter at a rate ReWall Applied in spatter at a rate DF, DFP, or | WB I, OMG-C, (Lim. 9;
Ihi-1 of 4.6 Ibs/100ft2 Closed Loop of 4.6 Ibs/100ft2 EVF or TFM Non-
' Roof Cover ’ HVHZ)
Board
OPTIONAL CR-20 over -60
1I-A, 1I-H, 111, DG-CR DG-CR SBS Poly Torch (Lim. 9;
W-A2 T15/52, L24 1I-A, lll-H, or ribbon adhered 12-inch o.c. bxr ribbon adhered 12-inch o.c. bF Base torch Non-
- applied HVHZ)
OPTIONAL -60
1I-A, 1I-H, 111, DG-CR DG-CR DL, DT, or (Lim. 9;
W-A-3 T15/32, L24 III-A, l1I-H, or | ribbon adhered 12-inch o.c. DXF ribbon adhered 12-inch o.c. EV WBIlor SBIV: | “Non.
1I-1 HVHZ)
OPTIONAL WB I, WB I, -60
1I-A, 1I-H, 11, DG-CR DG-CR DF, DFP, or OMG-C, (Lim. 9;
W-A-4 T15/52, L.24 1I-A, Ill-H, or ribbon adhered 12-inch o.c. bxr ribbon adhered 12-inch o.c. EVF PG-EE, TFM, Non-
-1 or CR-20 HVHZ)
Min. 1.5-inch -60
1I-A, 1I-H, 111, DG-CR DG-CR DL, DT, or (Lim. 9;
W-A-5 T15/32, L24 III-A, lll-H, or | ribbon adhered 12-inch o.c. su ribbon adhered 12-inch o.c. EV SBIVor SGP | T\on.
1I-1 HVHZ)
Min. 1.5-inch -60
1I-A, 1I-H, 11, DG-CR DG-CR DF, DFP, or (Lim. 9;
W-A6 T15/32, 124 II-A, Ill-H, or | ribbon adhered 12-inch o.c. SU ribbon adhered 12-inch o.c. EVF CR-20 or WB /I Non-
1I-1 HVHZ)
DG-CR 75
W-A-7 T15/32, L24 - ; DXC Applied in spatter at arate | Db DT.or | WBIL SG-SA, | (Lim. 9;
of 6.8 Ibs/100ft2 EV SGP, or SB IV Non-
i HVHZ)
-75
DG-CR WB Il, OMG-C, . i
W-A-8 T15/32, 124 ; ; DXC Applied in spatter atarate | PP DFP o | “pope 1Ry, | (LIM- 95
of 6.8 Ibs/100ft2 EVF or CR-20 Non-
i HVHZ)
-75
DG-TF DL, DT, or (Lim. 9;
W-A-9 T19/32, L24 - - DXF ribbon adhered 6-inch o.c. EV WB Il or SB IV Non-
HVHZ)
WB I, WB I, -75
DG-TF DF, DFP, or OMG-C, (Lim. 9;
W-A-10 T19/32, L 24 ) ) DxF ribbon adhered 6-inch o.c. EVF PG-EE, TFM, Non-
or CR-20 HVHZ)
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| CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Assemblies with All Layers Adhered over Wood Deck (New or Existing)
System Deck Detail Base Lgyer Base Insulation Top La_yer Top Insulation Membrane Attachment MDP
No. Insulation Attachment Insulation Attachment (psf)
-75
DG-TF DL, DT, or (Lim. 9;
W-A-11 T19/32, L24 ) ) SU ribbon adhered 6-inch o.c. EV SB IV or SGP Non-
HVHZ)
-75
DG-TF DF, DFP, or (Lim. 9;
W-A-12 T19/52, L24 ) ) SU ribbon adhered 6-inch o.c. EVF CR-20or WB Il Non-
HVHZ)
-97.5
DG-CR i
W-A-13 T19/32, L32 - - DXF Applied in spatter atarate | P4 21O | g yorspiy | (LIM-9;
5 EV Non-
of 6.6 Ibs/100ft HVHZ)
-97.5
DG-CR o9
W-A-14 T19/32, 132 ; ; DXF Applied in spatter at arate | PF DFP.or | WB Il OMG-C, | (Lim. 9;
of 6.6 Ibs/100ft2 EVF TFM, or CR-20 Non-
: HVHZ)
-97.5
DG-CR DL, DT, or (Lim. 9;
W-A-15 T19/32, L24 - - DXF ribbon adhered 6-inch o.c. EV WB Il or SB IV Non-
HVHZ)
-97.5
DG-CR DF, DFP, or WB I, OMG-C, (Lim. 9;
W-A-16 T19/32, 124 - - bxr ribbon adhered 6-inch o.c. EVF TFM, or CR-20 |  Non-
HVHZ)
Assemblies with Adhered Membranes over Wood Deck (New, Existing, or Recover)
Syslis Deck Detail Base Insulation TOP Ll Membrane Attachment Ll
No. Insulation Attachment (psf)
DXF
T19/32, L24, OPTIONAL WB Il or -52.5
W-AM-1 ‘ ! . DL Plates & #15 Fasteners DL, DT, or EV :
0.113-6/6 Approved Insulation secured at a rate of 16 per 4 ft x 8 ft board SB IV (Lim. 7)
DXF
w-am-2 | 179755 La4 dopal TONAL DL Plates & #15 Fasteners bF DEor WB I (|_-i5n2:'57)
’ PP secured at a rate of 16 per 4 ft x 8 ft board i
DXF CR-20,
T19/32, L24, OPTIONAL OMG-C, -60
W-AM-3 0.113-6/6 Approved Insulation DL Piates & #15 Fasteners DF or DFP PG-EE, or (Lim. 7)
secured at a rate of 16 per 4 ft x 8 ft board TEM
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING

[APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes

| CREEK

TECHNICAL SERVICES, LLC

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Assemblies with Adhered Membranes over Wood Deck (New, Existing, or Recover)
VB Deck Detail Base Insulation TOP lnsulation Membrane Attachment LDl
No. Insulation Attachment (psf)
SB 1V,
Min. 1.5-inch /I-A or /I-G secured with Duro-Last DL DT EV SG-SA, SGP,
W-AM-4 T19/32, L24, #15 Extra Heavy Duty Drill Point Fasteners and DDP or SR adhered with DG-OS or DG-TF DFy DF’P 01" OMG-C, -60
0.113-6/6 Duro-Last 3” Metal Plates secured a rate of ribbons spaced 6-inch o.c. ’EVF’ PG-EE, TFM, | (Lim.7)
16 per 4 ft x 8 ft board CR-20 or
WB I
Min. 1.5-inch II-A or II-G secured with Duro-Last DL DT EV S%%G“_Sgp’
T19/32, L24, #15 Extra Heavy Duty Drill Point Fasteners and DXF adhered with DG-IS, DG-OB, DG-OS or S s 4 -60
W-AM-5 B ) - DF, DFP, or PG-EE, TFM, .
0.113-6/6 Duro-Last 3” Metal Plates secured a rate of DG-TF ribbons spaced 6-inch o.c. (Lim. 7)
EVF CR-20 or
16 per 4 ft x 8 ft board
WB I
T19/32, L24 OPTIONAL DXF WBllorsB | -67.5
W-AM-6 0.11 3,-6 /6 ! Approved Insulation DL Plates & #15 Fasteners DL, DT, or EV v (Lim. 7)
’ PP secured at a rate of 18 per 4 ft x 8 ft board i
DXF
T19/32, L24 OPTIONAL DF, DF, or -67.5
W-AM-7 ‘ ! . DL Plates & #15 Fasteners e WB 11 .
0.113-6/6 Approved Insulation secured at a rate of 18 per 4 ft x 8 ft board EVF (Lim. 7)
DXF CR-20,
T19/32, L24, OPTIONAL OMG-C, -75
W-AM-8 | " 113-6/6 Approved Insulation DL Plates & #15 Fasteners DF or DFP PG-EEor | (Lim.7)
secured at a rate of 18 per 4 ft x 8 ft board TEM
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
System Deck Detail Thermal Insulation or Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Barrier Base Sheet Attachment (psf)
Duro-Last #15 Extra Heavy Duty Drill .30
Min. 0.5-inch DT or Point Fastener and Duro-Last Poly- (Lim. 7;
W-M-1 T15/32, L24 As required Approved Preliminarily secured . . Plates or Cleat Plates fastened t
) Min. 60 mil DF . e ) . Non-
Insulation 6-inch o.c. within 6-inch wide laps HVHZ)
spaced 54-inch o.c
Duro-Last #15 Extra Heavy Duty Drill .30
Min. 0.5-inch Point Fastener and Duro-Last Poly- (Lim. 7;
W-M-2 T15/32, L24 As required Approved Preliminarily secured DL Plates or Cleat Plates fastened NOl.l- ’
Insulation 6-inch o.c. within 3-inch wide tabs HVHZ)
spaced 60-inch o.c.
Duro-Last #14 HD Fastener and -37.5
OPTIONAL h
ML . R Duro-Last Cleat Plates or Poly-Plates (Lim. 7;
W-M-3 T19/32, L24 As required ﬁ]g;zlrlg\g(:g Preliminarily secured DL fastened 6-inch o.c. within 6-inch wide Non-
tabs spaced 120-inch o.c. HVHZ)
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

v CREEK

TECHNICAL SERVICES, LLC

[APPROVED ASSEMBLIES]

[INSTALLATION]; [NOMENCLATURE]

APPENDIX B
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
System Deck Detail Thermal Insulation or Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Barrier Base Sheet Attachment (psf)
Duro-Last #15 Extra Heavy Duty Drill
Point Fasteners and Duro-Last 3" Metal -30
ML . SBS Premium Plates spaced 12-inch o.c. along the y (Lim. 7;
W-M-4 T19/32, 124 As required Poly Base 3-inch wide side laps and 24-inch o.c. bF CR-20 Non-
in two (2) equally spaced, staggered HVHZ)
rows in the field of the roll
T19/32, L32 OPTIONAL Dﬁ'éﬁfﬁiiiﬁf ;(;rc? gfgv{aDsltjtlgc?;" ! -45
WM-S |0 113.606 | Asrequired Approved Preliminarily secured bL Plates fastened 6-inch o.c. within 6-inch | (Lim. 7)
Insulation . .
wide tabs spaced 120-inch o.c.
Duro-Last #15 Extra Heavy Duty Drill
T19/32, L32, . Approved L DT or Point Fastener and Duro-Last Poly- -45
W-M-6 | 0 713.606 | Asrequired Insulation Preliminarily secured Min. 60 mil DF | Plates fastened 12-inch o.c. within 6- | (Lim. 7)
inch wide laps spaced 54-inch o.c
Duro-Last #15 Extra Heavy Duty Drill
Min. 0.5-inch Point Fastener and Duro-Last Poly-
WMz | 1982 L24, | )¢ equired Approved Preliminarily secured DT or Plates or Cleat Plates fastened -45
0.113-6/6 q ln‘;‘zj otion y Min. 60 mil DF 6-inch o.c. within 6-inch wide laps (Lim. 7)
spaced 114-inch o.c.; fastener centered
2-inches from edge of tab
Duro-Last #15 Extra Heavy Duty Drill
W-M-8 T19/32, L32, As required Approved Preliminarily secured DT or Point Fastener and Duro-Last Poly- -52.5
0.113-6/6 q Insulation y Min. 60 mil DF | Plates fastened 6-inch o.c. within 6-inch | (Lim. 7)
wide laps spaced 114-inch o.c
Duro-Last #14 HD Fastener and
T19/32, L24 OPTIONAL tiorad e o oo e | 525
WM9 | pexc112 | As required Approved Preliminarily secured bL within 6-inch wide tabs spaced 120-inch | (Lim. 7)
Insulation . : Lo
o.c. (Min. 2.5-inch penetration into
wood truss)
Duro-Last #15 Extra Heavy Duty Drill
T19/32, L24, . Min. 0.5-inch o Point Fastener and Duro-Last Cleat 52.5
W-M-10 As required Approved Preliminarily secured DL Plates or Poly-Plates fastened :
0.113-6/6 . . A ’ (Lim. 7)
Insulation 6-inch o.c. within 3-inch wide tabs
spaced 60-inch o.c.
OPTIONAL Dur_o-Last #15 Extra Heavy Duty Drill
W-M-11 T19/32, L32, As required Approved Preliminarily secured DL Point Fastener and Duro-Last Poly- -52.5
0.113-6/6 ) Plates fastened 6-inch o.c. within 3-inch | (Lim. 7)
Insulation . .
wide tabs spaced 60-inch o.c.
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AMRIZE BUILDING ENVELOPE LLC

¢ C R E E K [APPROVED ASSEMBLIES] dba DURO-LAST ROOFING

PVC Single-Ply Roofing Membranes

TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Mechanically Fastened Assemblies over Wood Deck (New, Existing, or Recover)
System Deck Detail Thermal Insulation or Insulation or Base Sheet Membrane Membrane Attachment MDP
No. Barrier Base Sheet Attachment (psf)
Duro-Last #15 Extra Heavy Duty Drill
Min. 1.5-inch Point Fastener and Duro-Last Cleat
W-M-12 T19/32, L24, As required A . fove d Preliminarily secured DL Plates fastened 6-inch o.c. within 6-inch -52.5
8d-6/6 q pprov y wide tabs spaced 57-inch o.c. (Lim. 7)
Insulation .
(Screws located 2.7-inches from tab
edge)
Duro-Last #14 HD Fastener and
T19/32. 124 Min. 1.5-inch Duro-Last 3-inch Metal Plates fastened 52.5
W-M-13 . ! As required Approved Preliminarily secured DL 6-inch o.c. within center of 6-inch wide o
8d-6/6 ; . (Lim. 7)
Insulation tabs spaced 57-inch o.c. Tab Sealer
4725 applied at 60 ft2/gal.
Duro-Last #15 Extra Heavy Duty Drill
719/32 124 Min. 0.5-inch Point Fastener and Duro-Last Cleat 60
W-M-14 ‘ ’ As required Approved Preliminarily secured DL Plates or Poly-Plates fastened 6-inch .
0.113-6/6 . S : (Lim. 7)
Insulation o.c. within 6-inch wide tabs spaced
120-inch o.c.
OPTIONAL Dur_o-Last #15 Extra Heavy Duty Drill
W-M-15 T19/32, L32, As required Approved Preliminarily secured _ DTor Point Fastener and Duro-Last Poly- -60
0.113-6/6 . Min. 60 mil DF | Plates fastened 6-inch o.c. within 6-inch | (Lim. 7)
Insulation . .
wide laps spaced 54-inch o.c
Duro-Last #15 Extra Heavy Duty Drill
Min. 0.5-inch Point Fastener and Duro-Last Cleat
W-M-16 T19/32, L24, As required A . r.ove d Preliminarilv secured DT or Plates or Poly-Plates fastened 6-inch -67.5
0.113-6/6 q /nﬁ;‘; otion y Min. 60 mil DF o.c. within 6-inch wide laps spaced (Lim. 7)
54-inch o.c.; fastener centered 1.25-
inches from edge of tab
Duro-Last #14 HD Fastener and Duro-
Last Cleat Plates fastened 6-inch o.c.
W-M-17 T19/32, L24, As required ?AF;;;LS\,;IQL Preliminarily secured DL into wood truss within center of -82.5
Hex-12/12 . 6-inch wide tabs spaced 120-inch o.c. (Lim. 7)
Insulation . ) s
(Min. 2.5-inch penetration into truss).
Tab Sealer 4725 applied at 60 ft?/gal.
Induction Welded Assemblies over Wood Deck (New, Existing, or Recover)
B Deck Detail Thermal Insulation i tlztfem ©F el 2eimts: Membrane Membrane Attachment Dl
No. Barrier Attachment (psf)
-30
OPTIONAL . . . . .
W-W-1 T19/32, 124 As required Approved Duro-B(_)nd IW fastened inan 18-inch x DL, DT, or EV Indugtlon wglded to each (Lim. 7;
. 24-inch staggered grid pattern insulation plate Non-
Insulation
HVHZ)
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TECHNICAL SERVICES, LLC
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AMRIZE BUILDING ENVELOPE LLC
dba DURO-LAST ROOFING
PVC Single-Ply Roofing Membranes

APPENDIX B
Induction Welded Assemblies over Wood Deck (New, Existing, or Recover)
S Deck Detail Thermal Insulation listizien e Vhommel e Membrane Membrane Attachment N
No. Barrier Attachment (psf)
-37.5
. Approved Duro-Bond through-fastened to wood truss Induction welded to each (Lim. 7;
W-W-2 T19/32, L24 As required Insulation 12-inch o.c. in 6-ft spaced rows DL60 or DLX60 insulation plate Non-
HVHZ)
-37.5
W-W-3 T19/32, 124 As required Approvgd Duro-Bon_d throug_h-fastened to wood truss DL60 or DLX60 Induqtlon wglded to each (Lim. 7;
Insulation 18-inch o.c.in 4-ft spaced rows insulation plate Non-
HVHZ)
OPTIONAL Duro-Bond #15 Induction welded to each -45
W-W-4 T19/32, L24, 0.113-6/6 As required Approved fastened at a rate of 1 per 4.00-ft? DL, DT, or EV insulation plate (Lim. 7)
Insulation (See Appendix A - Induction Weld Patterns) P i
. Approved Duro-Bond through-fastened to wood truss Induction welded to each -52.5
W-W-5 T19/32,1L24,0.113-12/6 | Asrequired | 5 otion 12-inch o.c. in 4-ft spaced rows DL60 or DLX60 insulation plate (Lim. 7)
OPTIONAL . . .
. Duro-Bond IW fastened 12-inch o.c. in rows Induction welded to each -52.5
W-W-6 T19/32, L24, 0.113-6/6 As required Approvgd 48-inch o.c. DL, DT, or EV insulation plate (Lim. 7)
Insulation
W : . Approved Duro-Bond through-fastened to wood truss Induction welded to each -60
W-W-7 719/32, 124, 0.113-12/6 | As required Insulation 6-inch o.c. in 8-ft spaced rows DL60 or DLX60 insulation plate (Lim. 7)
W-W-8 T19/32, 124, 0.113-12/6 | As required ApprO\{ed Duro-Borld through-fastened to wood truss DL60 or DLX60 Indugtlon wglded to each .-60
Insulation 6-inch o.c. in 6-ft spaced rows insulation plate (Lim. 7)
W . . Approved Duro-Bond through-fastened to wood truss Induction welded to each -60
W-W-9 719/32, 124, 0.113-12/6 | As required Insulation at a rate of 12 per 4 ft x 8 ft board DL, DT, or EV insulation plate (Lim. 7)
OPTIONAL . . .
W-W-10 T19/32, 124, 0.113-6/6 As required Approved Duro-Bond IWfaste_ned 18-inch o.c. in rows DL, DT, or EV Induc_:tlon wc_elded to each _-60
) 24-inch o.c. insulation plate (Lim. 7)
Insulation
. Approved Duro-Bond through-fastened to wood truss Induction welded to each -90
W-W-11 719/32,L24,0.113-12/6 | As required Insulation at a rate of 16 per 4 ft x 8 ft board DL, DT, or EV insulation plate (Lim. 7)
Assemblies with All Layers Adhered over Wood Structural Insulation Panels (SIP) (New or Existing
System Deck Detail Base Lgyer Base Insulation Top Layer Top Insulation Membrane Attachment MDP
No. Insulation Attachment Insulation Attachment (psf)
8-3/8-inch SIP with
7/16-inch OSB facers
attached with Trufast WB I, SB IV,
SIPTF fasteners and . . DL, DT, EV, SG-SA, SGP,
WS-A-1 | Trufast 2 Metal Seam - Min- O neh | o adbaa oo | DF.DFPor | omé-c, (L'f:""’g)
Plate spaced 18-inch e EVF PG-EE, TFM, or '
o.c. along structural CR-20
supports spaced 32-
inch o.c.
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AMRIZE BUILDING ENVELOPE LLC

( R E E K dba DURO-LAST ROOFING
f [APPROVED ASSEMBLIES] PVC Single-Ply Roofing Membranes
TECHNICAL SERVICES, LLC [INSTALLATION]; [NOMENCLATURE]
APPENDIX B
Assemblies with All Layers Adhered over Wood Structural Insulation Panels (SIP) (New or Existing)
System Deck Detail Base Lgyer Base Insulation Top La_yer Top Insulation Membrane Attachment MDP
No. Insulation Attachment Insulation Attachment (psf)
8-3/8-inch SIP with
7/16-inch OSB facers
attached with Trufast
SIPTF fasteners and . .
- Min. 0.5-inch DG-CR -97.5
A e oaond 16 - - SR ribbon adhered 6-inch o.c. DF WB I (Lim. 9)
o.c. along structural
supports spaced 32-
inch o.c.
Mechanically Fastened Assemblies over Wood Structural Insulation Panels (SIP) (New, Existing, or Recover)
System . . Insulation or Insulation or Base MDP
No. Deck Detail Thermal Barrier Base Sheet Sheet Attachment Membrane Membrane Attachment (psf)
8-3/8-inch SIP with
19/32-inch OSB facers
attached with Trufast Duro-Last #15 Extra Heavy Duty Drill .30
SIPTF fasteners and Min. 0.5-inch Preliminaril Point Fastener and Duro-Last Cleat (Lim. 7;
WS-M-1 Trufast 2” Metal Seam As required Approved secured y DL Plates fastened 6-inch o.c. within 3-inch Norzn- ’
Plate spaced 18-inch Insulation wide tabs spaced HVHZ)
o.c. along structural 60-inch o.c.
supports spaced 32-
inch o.c.
8-3/8-inch SIP with
19/32-inch OSB facers
attached with Trufast TRUFAST VERSA-FAST Metal Plates
SIPTF fasteners and Min. 0.5-inch Preliminaril and TRUFAST VERSA-FAST Fasteners 45
WS-M-2 Trufast 2” Metal Seam As required Approved secured y DL at a rate of 3 per VERSA-FAST Plate (Lim. 7)
Plate spaced 18-inch Insulation Alternate spaced 6-inch o.c. within :
o.c. along structural 3-inch wide tabs spaced 60-inch o.c..
supports spaced 32-
inch o.c.
END OF REPORT
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