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SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations
governing the use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas
Department of Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 9t
Edition (2026) Florida Building Code and 2024 International Building Code sections noted herein.

DEescrIPTION: WeatherBond TPO Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CONTINUED COMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or
production facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the
named client constitutes agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the
production facility location(s). NEMO ETC, LLC requires a complete review of its PEER relative to updated Code requirements with
each Code Cycle. Reference is made to the NEmo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of
this PEER. If the PEER is not listed at the Nemo Directory, then it is no longer valid.

ADVERTISEMENT: “NEMO P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall
be in its entirety.

INSPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be
available for inspection at the job site at the request of the Building Official.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3.  Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the States of Connecticut (PE-24802), Texas (PE-96420) and Washington (PE-39055). Use of this
PEER in support of permitting is at the discretion of the Authority Having Jurisdiction.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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ROOFING SYSTEMS EVALUATION:

1. SCOPE:
Product Category: Roofing
Sub-Category: Single Ply Roof Systems

Product Approval Method: Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: WeatherBond TPO Roof Systems, as produced by WEATHERBOND, have demonstrated
compliance with the following sections of the referenced Building Codes through testing in accordance with the
following Standards. Compliance is subject to the Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

CoDE SECTION PROPERTY STANDARD

2026 Florida Building Code 1504.3.1 Wind resistance FM 4474, UL 1897
1504.7 Impact resistance FM 4470, Section 4.6
1507.11.2 Material standard ASTM D6163, D6164
1507.12.2 Material standard ASTM D6878

2024 International Building 1504.4.1 Wind resistance FM 4474, UL 1897

Code 1504.7 Impact resistance FM 4470, Section 4.6
1507.11.2 Material standard ASTM D6163, D6164
1507.13.2 Material standard ASTM D6878

3. REFERENCES:

Entity Examination Reference Date
NEMO PEER PEER-CRL-003.A.R39 06/16/2026
NEMO Cross-Listing FBC PCL 11/02/2023
UL, LLC. (QUA9625) Traceability ML R9853 02/27/2008
UL, LLC. (QUA9625) Quality Assurance Service Confirmation 03/14/2025
UL, LLC. (QUA9625) Quality Assurance Florida BCIS Current

4. PRODUCT DESCRIPTION:
This PEER covers WeatherBond TPO Roof Systems installed in accordance with WEATHERBOND published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEMBRANES
TypPE ProbuCT MATERIAL STANDARD PLANT(S)
REFERENCE Type GRADE
WeatherBond TPO 45, 60, 80-mil ASTM D6878 N/A N/A MS, PA, UT

WeatherBond TPO FR Fleece 60-mil ASTM D6878 N/A N/A uT

RoorF CoveRorR | WeatherBond TPO Fleece 45, 60, 80-mil ASTM D6878 N/A N/A MS

Cap PLy WeatherBond TPO Fleece 60-mil ASTM D6878 N/A N/A uT

WeatherBond TPO AC Fleece 45, 60, 80-mil ASTM D6878 N/A N/A MS

WeatherBond PAS TPO 60, 80-mil ASTM D6878 N/A N/A uT

SureMB 90 Base ASTM D6163 | S X

BASE PLY OR SureMB 90TG Base ASTM D6163 I S X

VAPOR BARRIER | SureMB 120TG Base ASTM D6163 | S X

MEMBRANES SureMB 90 Poly Base ASTM D6164 I S X

SureMB 120 Poly Base ASTM D6164 | S TX
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC or IBC 1505 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC 1504.5 or IBC 1504.6 for
requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC or IBC 1504.9 has
already been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 (February 2020)
for Zone 2/3 enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.
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5.8 Corrosion Resistance — Saltwater Environments:
Fasteners and connectors, if applicable, in areas within 3,000 feet of a saltwater coastline shall demonstrate
compliance with FBC 1711 to the satisfaction of the Authority Having Jurisdiction.

5.9 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

WeatherBond TPO Roof Systems shall be installed in accordance with WEATHERBOND published installation
instructions, subject to the Limitations of Use noted herein.

Uo BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL LLC — QUA9625; (360) 817-5512; bsai.inspections@ul.com

- THE 91-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE
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TABLE DEeck APPLICATION TYPE DESCRIPTION PAGE
1a Wood New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 9
18 Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 10
1c Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 12
i) Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 12
1e Wood New, Reroof (Tear-Off), Recover C-2 Mechanically Attached Insulation, Plate-Bonded Roof Cover 14
1F Wood New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover 16
16 Wood New, Reroof (Tear-Off), Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 16
1H Wood New, Reroof (Tear-Off), Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 17
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 18
2B Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 19
2c Steel or structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Base Ply, Bonded Roof Cover 27
2D Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 28
2E Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 31
2F Steel or structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Base Ply, Bonded Roof Cover 41
2G Steel New, Reroof (Tear-Off), Recover C-2 Mechanically Attached Insulation, Plate-Bonded Roof Cover 42
2H Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (Stress Plate) 45
2 Steel or structural concrete New, Reroof (Tear-Off), Recover D-1 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 51
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 52
3B Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 66
3c Structural concrete New, Reroof (Tear-Off), Recover C-2 Mechanically Attached Insulation, Plate-Bonded Roof Cover 67
3D Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 69
4a Deck with Lightweight concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 71
4B Deck with Lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 73
4c-1 Deck with Lightweight concrete New F LWC to Steel Deck, Non-Insulated, Bonded Bareback Roof Cover 74
4c-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Non-Insulated, Bonded Fleeceback Roof Cover 75
4p-1 Deck with Lightweight concrete New F LWC to Concrete Deck, Non-Insulated, Bonded Bareback Roof Cover 77
4p-2 Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Non-Insulated, Bonded Fleeceback Roof Cover 77
5A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 79
58 Various Recover A-1 Bonded Insulation, Bonded Base Ply, Bonded Roof Cover 84
5¢ Steel Recover C-2 Mechanically Attached Insulation, Plate-Bonded Roof Cover 86
5D Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 87
5E Steel Recover D-2 Insulated, Mechanically Attached Roof Cover (RUSS Strips) 88
SF Various Recover E-1 Non-Insulated, Mechanically Attached Roof Cover 89
56 Various Recover F-1 Non-Insulated, Bonded Roof Cover 90
5H Various Recover F-2 New LWC over Existing Roof, Bonded Roof Cover 91
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The following notes apply to the systems outlined herein:

®
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC or IBC requirements to the satisfaction of the Authority Having
Jurisdiction.
» As-tested roof cover performance in accordance with FM 4474 and TAS 114, Appendix J indicates min. 22 ga., Type B, Grade 40 steel deck at max. 6 ft spans attached with 5/8-inch diameter puddle welds
spaced 6” o.c., with deck side laps secured max. 24” o.c. w/ %”-14x1” long self-tapping hex-head screws, may be used for roof assemblies over steel deck up to a maximum design pressure of -60.0 psf.
This does not preclude Note 1 above.
2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fastener shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DEeck TYPE By PARTS MINIMUM ENGAGEMENT
Woob HPW Fastener with Insulation Fastening Plate Minimum %-inch plywood penetration or minimum 1-inch wood plank embedment
STEEL WeatherBond HPW Fastener with Insulation Fastening Plate Minimum %-inch steel penetration and engage the top flute of the steel deck
STRUCTURAL Minimum 1.25-inch embedment. Fastener installed with a pilot hole in accordance
HD 14-10 Fastener or CD-10 with Insulation Fastening Plate R ) )\ . 20 P .
CONCRETE with the fastener manufacturer’s published installation instructions
3 RESERVED

4 Minimum 200 psi, minimum 2-inch thick FBC or IBC Approved lightweight insulating concrete may be substituted for rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed
through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings. Roof decks
and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address non-wind-
uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5 RESERVED

6  Unless otherwise noted, insulation adhesive application rates are as follows.
Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.

When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.

The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
Flexible DASH “FULL” or “SPLATTER” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are

required.

Flexible DASH DT “FULL” applications may be used wherever “RIBBON” is referenced for insulation securement, except direct-to-steel-deck applications, where ribbons at the top flanges are required.

INSULATION ADHESIVE REFERENCES

ADHESIVE METHOD REFERENCE MINIMUM RATE
Flexible DASH full-coverage Flexible DASH (FULL) Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square
Flexible DASH splatter-applied Flexible DASH (SPLATTER) Splatter-applied at 0.5 gal/square (wet) = 4.7 lb/square (dry)
Flexible DASH ribbon-applied Flexible DASH (RIBBON) Continuous ribbons, 12-inch o.c.

Flexible DASH Dual-Tank

full-coverage

Flexible DASH DT (FULL)

Continuous ribbons, 4-inch o.c. or spray-applied at 1 gal./square

Flexible DASH Dual-Tank

ribbon-applied

Flexible DASH DT (RIBBON)

Continuous ribbons, 12-inch o.c.

WeatherBond OlyBond 500 BA

ribbon-applied

OB500

Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
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7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LisTeD PRODUCT FBCFILE THICKNESS (IN)
Flexible DASH Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5
OB500 Any polyisocyanurate listed with adhesive herein Various 0.5 -187.5

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss
Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing asphalt built-up roof (BUR) with flood coat & gravel (loose gravel removed)” in
Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does not remain
embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel that remains
embedded in the asphalt flood coat remains.

13 Referto FBC 1511 or IBC 1512 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and
for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC or IBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached
prior to roof cover installation (Note 17). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover

applications.
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Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer of Record and
Authority Having Jurisdiction.

As a field QA measure of the pre-existent cellular lightweight concrete:

» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.

» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.

» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction

For bonded membrane applications, unless otherwise noted, refer to the following.

MEMBRANE / ADHESIVE COMBINATIONS

MEMBRANE ADHESIVE APPLICATION RATE
WeatherBond TPO WeatherBond TPO Bonding Adhesive (WB-TPO-BA) Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft2/gal) finish]
WeatherBond TPO Aqua Base 120 Bonding Adhesive (Aqua Base 120) Contact (both sides) 0.42 gal/square per surface [0.84 gal/square (120 ft2/gal) finish]
WeatherBond TPO Low VOC Bonding Adhesive (LVOC BA) Contact (both sides) 0.83 gal/square per surface [(1.66 gal/square (60 ft2/gal) finish]
WeatherBond TPO CAV-GRIP Ill Adhesive/Primer (CAV-GRIP Il AP) Contact (both sides) 0.225 gal/square per surface [0.45 gal/square (222 ft?/gal) finish]
WeatherBond TPO Fleece Aqua Base 120 Bonding Adhesive Wet lay (substrate) 0.83 gal/square (120 ft?/gal)
WeatherBond TPO Fleece HydroBond Water-Based Adhesive (HydroBond WB) Wet lay (substrate) 0.75 to 1 gal/square (100 to 133 ft2/gal)
RIBBON spaced as noted herein or
WeatherBond TPO Fleece Flexible DASH Wet lay (substrate) FULL Coverage = 1 gal/square or continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.5 gal/square (wet) = 4.7 Ib/square (dry)
RIBBON spaced as noted herein or
WeatherBond TPO Fleece Flexible DASH Dual-Tank (Flexible DASH DT) Wet lay (substrate) FULL Coverage = 1 gal/square, continuous ribbons, maximum 4-inch o.c. or splatter-applied at
0.4 gal/square (wet) = 3.7 Ib/square (dry)
WeatherBond TPO AC Fleece WeatherBond Cold Applied Adhesive (WB-CAA) Wet lay (substrate) 1.5 gal/square
WeatherBond TPO AC Fleece Hot asphalt Wet lay (substrate) 25 lbs/square

For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.
For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.

For System Types A-1, B-1, B-2, B-3 or C-1 involving WeatherBond TPO adhered in CAV-GRIP Ill Adhesive/Primer over WB XFP Polyiso, WB XFP HD, WB XFP HD Plus, G-P Gypsum “DensDeck Prime” or USG
“SECUROCK Gypsum-Fiber Roof Board”, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation.

For System Types C-2, D-1 or D-2, the top insulation layer may be optionally primed with Detec Systems “TruGround Conductive Primer”, roller-applied at 0.4 gal/square prior to membrane installation. For System
Type C-2, do not contaminate the induction weld stress plate with primer.
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16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

NEmoO | etc.e

VAPOR BARRIER OPTIONS, STRUCTURAL CONCRETE DECK, ADHERED INSULATION
OPTION PRIMER VAPOR BARRIER INSULATION ADHESIVE PER TABLE 3A OR 3B MDP
# TYPE APPLICATION (Nores 6,7&8) (psp)*
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-1. Primer or CAV-GRIP IIl LVOC-AP VapAir Seal 725TR Self-adhering Flexible DASH (RIBBON) -157.5
702 Primer, 702 LV Primer, CAV-GRIP . . .
C-VB-2. Primer or CAV-GRIP IIl LVOC-AP VapAir Seal 725TR Self-adhering Flexible DASH DT (RIBBON) 172.5
702 Primer, 702 LV Primer, CAV-GRIP . . Flexible DASH (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
CVB3- | brimer or CAV-GRIP lll LVOC-AP VapAir Seal 725TR Self-adhering DASH DT (RIBBON, 6-inch o.c.) 270.0
CAV-GRIP Primer or CAV-GRIP Il ) . Flexible DASH (FULL COVERAGE, 1 gal/square) or Flexible
C-VB-4. LVOC-AP VapAir Seal 725TR Self-adhering DASH (SPLATTER) -427.5
SureMB 90 Base, SureMB 90 Poly Base or
C-VB-5. | ASTM D41 SureMB 120 Poly Base Hot-asphalt Hot asphalt at 25 Ibs/square 172.5
C-VB-6. | ASTM D41 SureMB 90TG or 120TG Base Torch-applied Hot asphalt at 25 Ibs/square -180.0
SureMB 90 Base, SureMB 90 Poly Base or WeatherBond Cold Applied Adhesive (WB- . .
C-VB-7. | None SureMB 120 Poly Base CAA), 1-inch ribbons, 12-inch o.c. Flexible DASH (RIBBON) or Flexible DASH DT (RIBBON) 180.0
cve-s. | None SureMB 90 Base, SureMB 90 Poly Base or WeatherBond Cold Applied Adhesive (WB- Flexible DASH (RIBBON, 6-inch o.c. or SPLATTER) or Flexible 255.0
) SureMB 120 Poly Base CAA), 1-inch ribbons, 6-inch o.c. DASH DT (RIBBON, 6-inch o.c.) i
C-VB-9. | ASTM D41 SureMB 90TG or 120TG Base Torch-applied Flexible DASH (RIBBON) or Flexible DASH DT (RIBBON) -307.5
. Flexible DASH (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-10.| ASTM D41 SureMB 90TG or 120TG Base Torch-applied DASH DT (RIBBON, 6-inch o.c.) -495.0
C-VB-11. ;3)’;25;:” Adhesive/Primer at 0.33 | ¢\ \16 70 5 Base Ply Self-adhering Flexible DASH (RIBBON) or Flexible DASH DT (RIBBON) -142.5
CAV-GRIP Ill Adhesive/Primer at 0.33 . Flexible DASH (RIBBON, 6-inch o.c. or SPLATTER) or Flexible
C-VB-12. gal/square SureMB 70 SA Base Ply Self-adhering DASH DT (RIBBON, 6-inch o.c.) -255.0

16B  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, VapAir Seal 725TR or VapAir Seal MD may be installed atop the roof deck prior to installation of the insulation and roof cover. Refer to FM Loss Prevention Data
Sheet 1-29 for design and installation limitations.
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17
17A
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Insulation Attachment:

Unless otherwise noted, insulation may be any one layer or combination of FBC or IBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed
with the roof cover.

17B  For System Types B-1, C-1 or C-2, optional one or more layer(s) of FBC Approved board-stock roof insulation may be installed atop the substrate prior to mechanical attachment of the subsequent top layer, with
no adverse effect on the MDP performance limitation.
17C  Preliminary insulation attachment:
»  Unless otherwise noted, use Approved roofing fasteners and plates; minimum two (2) parts per 4x4-ft board, minimum four (4) per 4x8-ft board or minimum six (6) per 4x12-ft board.
»  For systems where a vapor barrier is installed, refer to Table 6 of FM Loss Prevention Data Sheet 1-29. For 4x12-ft boards, increase preliminary attachment requirements proportionally relative to FM LPDS 1-
29 requirements for 4x8-ft boards.
»  For systems where no vapor barrier is installed, WeatherBond Insulation Fastener may be used in place of WeatherBond HPW Fastener for preliminary attachment purposes over wood and steel deck.
17D  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2 and Type C-1 systems are as outlined below.
INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
-12-in.~—24-in.— 6-in. - --18-in. - 6-in. 6-in. = —+18-in. - 6-in. 6-in. - -+ 18-in. - 6-in.
i i | | I ]
12-in. : ' | 6-in. ‘ 6-in.
1 - ) ’ i
1 18-in. 12-in.
sa.i | 24-in. > {
ek 12-in.
18-in. L !
| 6-in. 6-in.
1 ] N
12-in 6-in. ! '
! i 6-in. -12-in.- 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in.+—--18-in. | 6-in. 6-in.~——-18-in. - 6-in. 6-in. - -~ 18-in. | 6-in. 6-in. - =12-in.~ 6-in.
T T i [} T T T [} T T i ]
i 12-in. | i i
| 12-in 12-in. 12-in
18-in. | i i
| 24-in 12-in 12:|n. 12-in
18-in, I 12-in. 124in.
| 12-in | _'n
' 124n 1 . 6-in. 6-in.
6-in. | 6-in ) 1 T I
i [ I~-18-in. -~ - 6-in. =12-in.~—6-in.
1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
B-in. - - -12-in.[- 6-in. - 12-in=——~|12-in- = Bin. Frbein.
12-in. 12-in. 12:in. ' 12hin, 12-in. 12n.
24-in. ) , 12;|n. 24-in. 24-in.
36-in. 3G;in- 12-in. |
0 0 e ) 24-in. i
i 24-in. 24uin. in 24-in.
: 36-in. g C {
36-in. 12-in. 24-in. 24-in.
24-in. & !
7 —1 4 12-in. 2 3 ' : ; ! 4
| > i 1 12-in. G t 12-in. 12-in.
12-in. 12-in. I ! 12-in. 1 | 1
' ' - 24-in. - ' —24-in— —24-in——
1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.6 ft2 (9 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft2 (12 per board)
6-in. = -~ 18-in. - 6-in.——12-in.|12-in.- = B-in. 6-in.{=——=—18-in.~+—6-in. 6-in.—— 6-in.~-12-in.-
| | . i | . i ! |1 | I | .
12-in. bein. b ® & &in. : | Edn. ! g 5| Ein E-in. 5 ¢ Ein.
| _ _ 18-in. | 124in. 12-in.
18-in. 18-in. 18-in. J - 18-in. I bt
24-in. > 1 : Ic . ——t 121in. { 12-in. 12-in.
) 7 ' ) | | H
18-in. 2ain 18-in. I 18-in. 124in. 12-in.
| : Loy 18-in. - | i o
24-in. 12-in. _ -l 12-in. | P 12%in 12-in. 12-in.
1 (— . ) ) o I S ]
18-in. 24-in. 18, ISJ""‘ | 12;in. 127n.
. 18-in. i t
-in. f 12-in. 12-in.
24-in ; csl lZIin. : o { I fl
] 18-in. 18in. 18-in. 9] 18in. 12-in. 12-in.
12:|n. E-Iin. 4 6-}n. 18-in. | . - I " 6-in. T EA'in.
T 6-in i 6-in. f i
~12-in.- 24-in. - i - 24-in. - T - 24-in. - -12-in.- = 6-in.
1 per 2.0 ft2 (16 per board) 1 per 1.9 ft2 (17 per board) 1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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18 The following products are interchangeable within the scope of this Evaluation Report:
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Georgia-Pacific Gypsum, LLC

ACCEPTABLE ALTERNATES
SuB-CATEGORY By LiSTED PRODUCT HEREIN ALTERNATE FBCFILE
ADHESIVES WeatherBond OB500 OMG OlyBond 500 Adhesive Fastener FL1608
XP Polyiso InsulBase, XP Polyiso NH, H-Shield, H-Shield NH
XFP Polyiso SecurShield, XFP Polyiso NH, H-Shield CG, H-Shield CG NH
XFP HD SecurShield HD XFP HD NH, H-Shield HD, H-Shield HD NH
ﬁfﬁﬂfﬂln WeatherBond XFP HD Plus SecurShield HD Plus, XFP HD Plus NH, H-Shield HD90, H-Shield HD90 NH %8
XFP HD Composite SecurShield HD Composite, H-Shield HD Composite
XP-NB Polyiso StormBase, H-Shield NB
DensDeck Prime DensDeck StormX Prime Roof Board FL1250

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Note 9 and Note 10)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck Vapor :tt h P yer(s) v MDP
No. Note 1 Barrier ac ac icati sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
7/16-inch APA Min. 1.5-inch WB | Flexible DASH or Flexible DASH or WeatherBond CAV-GRIP IIl AP,
W-1. | rated OSB; 2 ft None XP Polyiso, WB Flexible DASH DT | (Optional) Additional layer(s) base insulation Flexible DASH DT PO LVOC BA or WB- -45.0%*
spans XFP Polyiso (RIBBON) (RIBBON) TPO-BA
(Optional) Min Insulation: (Optional) Additional layer(s) base insulation
7/16-inch APA 1 E?—inch WB XF; Flexible DASH or Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flexible DASH or WeatherBond CAV-GRIP IIl AP,
W-2. | rated OSB; 2 ft None - Flexible DASH DT | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB Flexible DASH DT LVOCBA or WB- | -45.0*
Polyiso, WB XFP ’ ) ' ) PO
spans Polyiso (RIBBON) XFP HD Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD (RIBBON) TPO-BA
Composite or min. 2-inch WB XP-NB Polyiso
Min. 15/32-inch Min. 1.5-inch WB | Flexible DASH or Flexible DASH or WeatherBond CAV-GRIP Il AP,
W-3. | APR rated CDX None XP Polyiso, WB Flexible DASH DT | (Optional) Additional layer(s) base insulation Flexible DASH DT PO LVOC BA or WB- -67.5
plywood; 2 ft spans XFP Polyiso (RIBBON) (RIBBON) TPO-BA
(Optional) Min Insulation: (Optional) Additional layer(s) base insulation
Min. 15/32-inch 1 5p-i|r?chaWB ;(P Flexible DASH or Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK Flexible DASH or WeatherBond CAV-GRIP IIl AP,
W-4. | APRrated CDX None P;)I iso, WB XEP Flexible DASH DT | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB Flexible DASH DT PO LVOC BA or WB- -67.5
plywood; 2 ft spans Polyiso’ (RIBBON) XFP HD Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD (RIBBON) TPO-BA
v Composite or min. 2-inch WB XP-NB Polyiso
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
7/16-inch APA Min. 1.5-inch WB | Flexible DASH or Flexible DASHor | |\ E::z:g:: g:z: ng
W-5. | rated OSB; 2 ft None XP Polyiso, WB Flexible DASH DT | (Optional) Additional layer(s) base insulation Flexible DASH DT -45.0*
spans XEP Polyiso (RIBBON) (RIBBON) TPO Fleece (FULL) or
P ¥ HydroBond WB
X . Insulation: (Optional) Additional layer(s) base insulation .
7/16-inch APA go;)ffcr;’a\ll)v';ﬂ;(np Flexible DASH or | Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK | Flexible DASH or WeatherBond E::z:g:: g::: g;.
W-6. | rated OSB; 2 ft None - Flexible DASH DT | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB Flexible DASH DT -45.0%*
Polyiso, WB XFP A X TPO Fleece (FULL) or
spans . (RIBBON) XFP HD Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD (RIBBON)
Polyiso . . X . HydroBond WB
Composite or min. 2-inch WB XP-NB Polyiso
Min. 15/32-inch Min. 1.5-inch WB | Flexible DASH or Flexible DASHor |\ E:zi:g:z 322: ng
W-7. | APR rated CDX None XP Polyiso, WB Flexible DASH DT | (Optional) Additional layer(s) base insulation Flexible DASH DT -67.5
lywood; 2 ft spans XFP Polyiso (RIBBON) (RIBBON) TPO Fleece (FULL) or
ply ! P 4 HydroBond WB
. . Insulation: (Optional) Additional layer(s) base insulation .
Min. 15/32-inch (Optional) Min. = | ¢, ile DASH or | Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK | Flexible DASH or Flexible DASH or
1.5-inch WB XP X " : . X WeatherBond Flexible DASH DT
W-8. | APR rated CDX None . Flexible DASH DT | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB Flexible DASH DT -67.5
Polyiso, WB XFP ; . TPO Fleece (FULL) or
plywood; 2 ft spans X (RIBBON) XFP HD Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD (RIBBON)
Polyiso . o . HydroBond WB
Composite or min. 2-inch WB XP-NB Polyiso
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TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck = - e Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
in. 19/32-nch Cox | g2 BT o pastener | 1 per or Hoxble | WeatherBond TP/ Cav-
W-9 plywood or wood y1so, . . . P 2 Additional layer(s), min. 1.5-inch base insulation GRIP Il AP, LVOC BA or -37.5
lank: 2-ft spans WB XFP Polyiso or with Insulation 2.7 ft DASH DT WB-TPO-BA
plank; P H-Shield CG Fastening Plate (RIBBON)
Insulation: (Optional) Additional layer(s), min. 1.5-inch base
in. 2-i insulati )
Min. 19/32-inch CDX l\/lln.2 inch WB XP WeathT:-erond insulation . . . FIeX|b|(:': DASH WeatherBond TPO / CAV-
Polyiso, H-Shield, Insulation Fastener 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible
W-10 plywood or wood R . . 2 T } . GRIP Il AP, LVOC BA or -37.5
lank; 2-ft spans WB XFP Polyiso or with Insulation 2.7 ft Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB XFP HD DASH DT WB-TPO-BA
P ’ H-Shield CG Fastening Plate Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD Composite or (RIBBON)
min. 2-inch WB XP-NB Polyiso
an siencor | M TR s T
W-11. plywood or wood V10, Y . . P 2 Additional layer(s), min. 1.5-inch base insulation GRIP Il AP, LVOC BA or -60.0
lank: 2-ft spans WB XFP Polyiso or with Insulation 2.0 ft DASH DT WB-TPO-BA
plank; P H-Shield CG Fastening Plate (RIBBON)
Insulation: (Optional) Additional layer(s), min. 1.5-inch base
in. 2-i insulati )
Min. 19/32-inch CDX Mln'Z inch WB XP WeathfsrBond insulation . . ' FIeX|bI(? DASH WeatherBond TPO / CAV-
W-12 plywood or wood Polyiso, H-Shield, Insulation Fastener 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible GRIP IIl AP. LVOC BA or -60.0
lank: 2-ft spans WB XFP Polyiso or with Insulation 2.0 ft? Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB XFP HD DASH DT WB-TPO-B’A ’
P ’ P H-Shield CG Fastening Plate Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD Composite or (RIBBON)
min. 2-inch WB XP-NB Polyiso
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch CDX Mln.' 2-inch WB XP Weath.erBond FIeX|bI(? DASH WeatherBond TPO Fleece
W-13 vwood or wood Polyiso, H-Shield, Insulation Fastener 1 per Additional layer(s), min. 1.5-inch base insulation or Flexible / Flexible DASH or 375
pIan' 2-ft spans WB XFP Polyiso or with Insulation 2.7 ft? 4 ! T DASH DT Flexible DASH DT ’
plani; £t sp H-Shield CG Fastening Plate (RIBBON) (RIBBON, 12-inch o.c.)
. . Min. 2-inch WB XP WeatherBond Insulation: (Optional) Additional layer(s), min. 1.5-inch base Flexible DASH WeatherBond TPO Fleece
Min. 19/32-inch CDX X . ) X N X .
W-14 vwood or wood Polyiso, H-Shield, Insulation Fastener 1 per insulation or Flexible / Flexible DASH or 375
pl:nk- 9-ft spans WB XFP Polyiso or with Insulation 2.7 ft? Coverboard: Min. 0.25-inch DensDeck Prime or min. 1.5-inch WB DASH DT Flexible DASH DT '
P ! P H-Shield CG Fastening Plate XFP HD Composite (RIBBON) (RIBBON, 12-inch o.c.)
Min. 19/32-inch CDX Mm.‘ 2-inch WB XP WeathgrBond Insulation: (Optional) Additional layer(s), min. 1.5-inch base FIeX|bI§ DASH Weat!ﬂerBond TPO Fleece
W-15 lvwood or wood Polyiso, H-Shield, Insulation Fastener 1 per 7insulation or Flexible / Flexible DASH or -60.0
pl:nk- 2.t spans WB XFP Polyiso or with Insulation 2.0 ft? c board: Min. 0.5-inch WB XEP HD or WB XEP HD Pl DASH DT Flexible DASH DT :
P ! P H-Shield CG Fastening Plate ~overboard: Min. ©.>-Inc or us (RIBBON) (RIBBON, 6-inch o.c.)
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDE%OQF COXER
Base Insulation Layer

TABLE 18B: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

Top Insulation Layer(s)

NEmoO | etc.e

min. 2-inch WB XP-NB Polyiso

System Deck = - e Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX l\/lln.. 2-inch WB XP Weath.erBond FIeX|b|(.e DASH WeatherBond TPO Fleece
W-16 lvwood or wood Polyiso, H-Shield, Insulation Fastener 1 per Additional layer(s), min. 1.5-inch base insulation or Flexible / Flexible DASH or 375
: pIan' AP WB XFP Polyiso or | with Insulation 272 yeris), min. . DASH DT Flexible DASH DT (FULL) :
plani; 21t sp H-Shield CG Fastening Plate (RIBBON) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch base
. . Min. 2-inch WB XP WeatherBond insulation Flexible DASH WeatherBond TPO Fleece
Min. 19/32-inch CDX X . . . 3 . X :
W-17 vwood or wood Polyiso, H-Shield, Insulation Fastener 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible / Flexible DASH or 375
pIan' 9-ft spans WB XFP Polyiso or with Insulation 2.7ft* | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB XFP HD DASH DT Flexible DASH DT (FULL) ’
P ’ P H-Shield CG Fastening Plate Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD Composite or (RIBBON) or HydroBond WB
min. 2-inch WB XP-NB Polyiso
Min. 19/32-inch CDX Mln.. 2-inch WB XP Weath.erBond FIeX|bI(:': DASH WeatherBond TPO Fleece
W-18 vwood or wood Polyiso, H-Shield, Insulation Fastener 1 per Additional layer(s), min. 1.5-inch base insulation or Flexible / Flexible DASH or 60.0
: pIan' AP WB XFP Polyisoor | with Insulation 2018 LN DASH DT Flexible DASH DT (FULL) '
plani; 21t sp H-Shield CG Fastening Plate (RIBBON) or HydroBond WB
Insulation: (Optional) Additional layer(s), min. 1.5-inch base
. . Min. 2-inch WB XP WeatherBond insulation Flexible DASH WeatherBond TPO Fleece
Min. 19/32-inch CDX X . . . . . X ;
W-19 vwood or wood Polyiso, H-Shield, Insulation Fastener 1 per Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or Flexible / Flexible DASH or -60.0
pIan' 2-ft spans WB XFP Polyiso or with Insulation 2.0ft> | Gypsum-Fiber Roof Board, min. 0.5-inch WB XFP HD, WB XFP HD DASH DT Flexible DASH DT (FULL) ’
P ’ P H-Shield CG Fastening Plate Plus or EcoStorm VSH, min. 1.5-inch WB XFP HD Composite or (RIBBON) or HydroBond WB
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck - e e MDP
No. (Note 1) astener ttac ac Sf
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) LR DI
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 19/32-inch Min. 2-inch WB XP m/sejz:g:ond Insulation: (Optional) Additional layer(s), min. SureMB 90TG WeatherBond TPO
W-20 CDX plywood or Polyiso, H-Shield, Fastener with 1 per 1.5-inch base insulation Flexible DASH or Flexible or 120TG / Fleece / Flexible DASH 375
’ wood plank; 2-ft | WB XFP Polyiso or Insulation 2.7 ft? Coverboard: Min. 0.5-inch DensDeck Prime or DASH DT (RIBBON) torch-applied or Flexible DASH DT ’
spans H-Shield CG ) SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 12-inch o.c.)
Fastening Plate
. . . ) WeatherBond . . " .
Min. 19/32-inch Min. 2-inch WB XP Insulation Insulation: (Optional) Additional layer(s), min. SureMB 90TG WeatherBond TPO
W-21 CDX plywood or Polyiso, H-Shield, Fastener with 1 per 1.5-inch base insulation Flexible DASH or Flexible or 120TG / Fleece / Flexible DASH -60.0
wood plank; 2-ft | WB XFP Polyiso or Insulation 2.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime or DASH DT (RIBBON) torch-applied or Flexible DASH DT ’
spans H-Shield CG ) SECUROCK Gypsum-Fiber Roof Board PP (RIBBON, 6-inch o.c.)
Fastening Plate
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
WeatherBond . . b .
in. -i in. 2-i Insul : 1) A I b . i
Min. 19/32-inch M|n.2 inch WB XP Insulation nsu.atlon (Optlona? dditional layer(s), min hot asphalt, Flexible SureMB 90TG WeatherBond TPO AC
W-22 CDX plywood or Polyiso, H-Shield, Fastener with 1 per 1.5-inch base insulation DASH (RIBBON) or or 120TG / Fleece / WB-CAA or 375
wood plank; 2-ft | WB XFP Polyiso or Insulation 2.7 ft2 Coverboard: Min. 0.25-inch DensDeck Prime or Flexible DASH DT torch-applied hot asphalt '
spans H-Shield CG ) SECUROCK Gypsum-Fiber Roof Board (RIBBON) PP P
Fastening Plate
Min. 19/32-inch Min. 2-inch WB XP WeatherBond Insulation: (Optional) Additional layer(s), min hot asphalt, Flexible
’ ; . Insulation TS B . ’ ’ phat, SureMB 90TG | WeatherBond TPO AC
W-23 CDX plywood or Polyiso, H-Shield, Fastener with 1 per 1.5-inch base insulation DASH (RIBBON) or or 120TG / Fleece / WB-CAA or -60.0
wood plank; 2-ft | WB XFP Polyiso or . 2.0 ft? Coverboard: Min. 0.25-inch DensDeck Prime or Flexible DASH DT . '
X Insulation ) —— X torch-applied hot asphalt
spans H-Shield CG ) SECUROCK Gypsum-Fiber Roof Board (RIBBON)
Fastening Plate

TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note2, Note11) | Attach (Note 15) (psf)
(Note 17)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
B -
W-24 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch WB XFP HD, WB XFP HD r;s::::: \;::Slr;i:ﬁ:t;g: 1 per WeatherBond TPO / CAV-GRIP Il AP, LVOC -30.0
"| orwood plank; 2-ft spans any combination, loose laid Plus or EcoStorm VSH . . 2.0 ft? BA or WB-TPO-BA '
Insulation Fastening Plate
Min. 2-inch WB XP Polyiso, H-Shield WeatherBond | lati
Min. 19/32-inch CDX plywood | (Optional) One or more layers, n. 2-inch ¥ O'Y1s0, Ti->nield, eatherbond insuiation 1per | WeatherBond TPO / CAV-GRIP Il AP, LVOC
W-25 L k WB XFP Polyiso, H-Shield CG or WB Fastener with Insulation ) -37.5
or wood plank; 2-ft spans any combination, loose laid R . 2.7 ft BA or WB-TPO-BA
XFP HD Composite Fastening Plate
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:ajl; (Note 15) (psf)
ote !
W26, | Min. 19/32-inch CDX plywood | (Optional) One or more layers, | Min. 0.5-inch WB XFP HD, WB XFP HD réif::::i‘z:: I'::lj‘l';"ttl'c‘:: 1per | WeatherBond TPO / CAV-GRIP Ill AP, LVOC |
"| or wood plank; 2-ft spans any combination, loose laid Plus or EcoStorm VSH . 2.0 ft? BA or WB-TPO-BA '
Fastening Plate
. . . . . . WeatherBond Insulation
W-27 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or Fastener with Insulation 1 per WeatherBond TPO / CAV-GRIP Il AP, LVOC -45.0%
or wood plank; 2-ft spans any combination, loose laid SECUROCK Gypsum-Fiber Roof Board ) 4.0 ft? BA or WB-TPO-BA ’
Fastening Plate
. . . . . . WeatherBond Insulation
W-28 Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or Fastener with Insulation 1 per WeatherBond TPO / CAV-GRIP Il AP, LVOC 45.0
or wood plank; 2-ft spans any combination, loose laid SECUROCK Gypsum-Fiber Roof Board ) 2.7 ft? BA or WB-TPO-BA '
Fastening Plate
W-29 Min. 23/32-inch plywood; 2-ft (Optional) One or more layers, Min 0.5-inch SECUROCK Gypsum- Note 2 1 per WeatherBond TPO / CAV-GRIP Ill AP or 45.0%
spans any combination, loose laid Fiber Roof Board 3.2 ft? LVOC BA '
W-30 Min. 19/32-inch plywood or (Optional) One or more layers, | Min. 1.5-inch ACFoam Il, WB XP Note 2 1 per WeatherBond TPO / Aqua Base 120, CAV- 45,0
wood plank; 2-ft spans any combination, loose laid Polyiso, WB XFP Polyiso or ENRGY 3 2.0 ft? GRIP Il AP or WB-TPO-BA '
Min. 19/32-inch CDX plywood | (Optional) One or more layers, | M 2-inch WB XP Polyiso, H-Shield, | WeatherBond Insulation 1per | WeatherBond TPO / CAV-GRIP Ill AP, LVOC
W-31 L ; WB XFP Polyiso, H-Shield CG or WB Fastener with Insulation ) -60.0
or wood plank; 2-ft spans any combination, loose laid R . 2.0 ft BA or WB-TPO-BA
XFP HD Composite Fastening Plate
Min. 19/32-inch CDX plywood (Optional) One or more layers WeatherBond Insulation 1 per WeatherBond TPO / CAV-GRIP 1l AP, LVOC
W-32. ' Py prional) =n VerS: | Min. 0.5-inch DensDeck Prime Fastener with Insulation per ' -60.0
or wood plank; 2-ft spans any combination, loose laid . 2.0ft BA or WB-TPO-BA
Fastening Plate
. . . WeatherBond Insulation
W-33 Min. 19/32-inch CDX plywood (Optlonal)'Onfa or more Iayers, Min. 0.5-inch DensDeck Prime Fastener with Insulation 1 per2 WeatherBond TPO / CAV-GRIP Il AP, LVOC 675
or wood plank; 2-ft spans any combination, loose laid ) 1.8 ft BA or WB-TPO-BA
Fastening Plate
X WeatherB | lati
W-34 Min. 19/32-inch CDX plywood (Optional) One or more layers, | Min. 0.5-inch SECUROCK Gypsum- Faifetn:: v;:ﬁl::l:jlaattig: 1 per WeatherBond TPO / CAV-GRIP Il AP, LVOC 75.0
or wood plank; 2-ft spans any combination, loose laid Fiber Roof Board ) 2.0 ft? BA or WB-TPO-BA ’
Fastening Plate
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Min. 19/32-inch CDX plywood | (Optional) One or more layers, | Min. 0.5-inch WB XFP HD, WB XFP HD | 1 eatherBond Insulation 1per | WeatherBond TPO Fleece / Flexible DASH
W-35 . O N Fastener with SecurFast ) or Flexible DASH DT (FULL) or HydroBond -30.0
or wood plank; 2-ft spans any combination, loose laid Plus or EcoStorm VSH X i 2.0 ft
Insulation Fastening Plate WB
. . ) Min. 2-inch WB XP Polyiso, H-Shield, WeatherBond Insulation WeatherBond TPO Fleece / Flexible DASH
W-36 xl\r:v.ologclﬂi::kc'hZCf?)s( p;::\:/ood gonptclzr:tl,)ir%:;zr I:gsr: II:i\gers, WB XFP Polyiso, H-Shield CG or WB Fastener with Insulation 217pfetr2 or Flexible DASH DT (FULL) or HydroBond -37.5
plani; P v A XFP HD Composite Fastening Plate ’ WB
WeatherBond | lati WeatherBond TPO Fl Flexible DASH
Min. 19/32-inch CDX plywood | (Optional) One or more layers, | Min. 0.5-inch WB XFP HD, WB XFPHD | . coihereond nsuiation 1 per eatherson eece / Flexible
W-37 L ; Fastener with Insulation ) or Flexible DASH DT (FULL) or HydroBond -37.5
or wood plank; 2-ft spans any combination, loose laid Plus or EcoStorm VSH 2.0 ft

Fastening Plate

WB
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TABLE 1p: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁt:a:l; (Note 15) (psf)
ote !
Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or Weatheqund Insulat.lon 1 per Weath.erBond TPO Fleece / Flexible DASH
W-38. - . X Fastener with Insulation 2 or Flexible DASH DT (FULL) or HydroBond -45.0*
or wood plank; 2-ft spans any combination, loose laid SECUROCK Gypsum-Fiber Roof Board . 4.0 ft
Fastening Plate WB
Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch DensDeck Prime or WeatherBo.nd Insulatnlon 1 per WeathgrBond TPO Fleece / Flexible DASH
W-39 . . X Fastener with Insulation ) or Flexible DASH DT (FULL) or HydroBond -45.0
or wood plank; 2-ft spans any combination, loose laid SECUROCK Gypsum-Fiber Roof Board ) 2.7 ft
Fastening Plate WB
. . . WeatherBond TPO Fleece / Flexible DASH
W-40. | Min. 23/32-inch plywood (Optional) One or more layers, | Min 0.5-inch SECUROCK Gypsum- Note 2 1Per | Flexible DASH DT (FULL) or HydroBond | -45.0%
any combination, loose laid Fiber Roof Board 3.2 ft WB
. . . Min. 2-inch WB XP Polyiso, H-Shield WeatherBond Insulation WeatherBond TPO Fleece / Flexible DASH
Min. 19/32-inch CDX pl | | ’ < 1
W-41. Or':voogd/ 3 |al:kc' ;ft . paﬁ‘:’°°d gonptc'z':b)“g:;ﬁrlggsr: I:i‘gers' WB XFP Polyiso, H-Shield CG or WB Fastener with Insulation " g?trz or Flexible DASH DT (FULL) or HydroBond | -60.0
planiq P 4 ! XFP HD Composite Fastening Plate ’ WB
. . . WeatherBond Insulation WeatherBond TPO Fleece / Flexible DASH
W-42. Min. 19/32-inch CDX plywood (Optlonal).On.e ormore Ia}/ers, Min. 0.5-inch DensDeck Prime Fastener with Insulation . perz or Flexible DASH DT (FULL) or HydroBond -60.0
or wood plank; 2-ft spans any combination, loose laid . 2.0ft
Fastening Plate WB
. . . WeatherBond Insulation WeatherBond TPO Fleece / Flexible DASH
Min. 19/32-inch CDX pl | | 1
W-43. in. 18/32-inch CDX plywood (Optiona )'Onfe or more ayers, Min. 0.5-inch DensDeck Prime Fastener with Insulation perz or Flexible DASH DT (FULL) or HydroBond -67.5
or wood plank; 2-ft spans any combination, loose laid . 1.8 ft
Fastening Plate WB
Min. 19/32-inch CDX plywood (Optional) One or more layers, Min. 0.5-inch SECUROCK Gypsum- Weatheqund Insulat'lon 1 per WeathferBond TPO Fleece / Flexible DASH
W-44., L ; R Fastener with Insulation ) or Flexible DASH DT (FULL) or HydroBond -75.0
or wood plank; 2-ft spans any combination, loose laid Fiber Roof Board . 2.0ft
Fastening Plate WB

TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

i Attachment
System Deck Insulation Layer Roof Cover (Note 158 MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) I Density (psf)
RHINOBOND SYSTEMS:
herB HPWX F Dekf:
Min. 15/32-inch (Optional) One or more layers, any jveatherBond . astener or Dekfast 1 per 6 ft2 WeatherBond TPO induction welded with
W-45. lywood or wood plank | combination, loose laid DF-#15-PH3 and RhinoBond Plate-TPO 2 x 3 ft grid patt RhinoBond tool per manufacturer’s instructions 2257
Ply P 4 or RhinoBond Treadsafe Plate-TPO (2x grid pattern) P ’
WeatherBond HPWX Fast Dekfast
Min. 15/32-inch (Optional) One or more layers, any catherson . astener or hektas 1 per 4.0 ft? WeatherBond TPO induction welded with
W-46. lywood or wood plank | combination, loose laid DF-#15-PH3 and RhinoBond Plate-TPO 2 x 2 ft grid patt RhinoBond tool per manufacturer’s instructions -30.0
ply P ! or RhinoBond Treadsafe Plate-TPO (2x grid pattern) P ’
WeatherBond HPWX Fastener or Dekfast
in. L i 1per4.0ft? inducti i
W-47. Min. 15/32-inch (Optional) One or more layers, any DE-#15-PH3 and RhinoBond Plate-TPO per WeatherBond TPO induction welded with 37.5%

plywood or wood plank

combination, loose laid

or RhinoBond Treadsafe Plate-TPO

(2 x 2 ft grid pattern)

RhinoBond tool per manufacturer’s instructions.
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

NEmoO | etc.e

System Deck Insulation Layer Attachment Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
W-48 Min. 19/32-inch (Optional) One or more layers, any \S{f:tlh;;?_;n:ngpgxﬁzgf:giﬁ;;ﬂepkgaﬁ 1 per 6 ft? WeatherBond TPO induction welded with 45.0%

| plywood or wood plank | combination, loose laid or RhinoBond Treadsafe Plate-TPO (2 x 3 ft grid pattern) RhinoBond tool per manufacturer’s instructions. ’
WeatherBond HPWX Fast: Dekfast
W-49 Min. 15/32-inch (Optional) One or more layers, any DF?:IS?;HO;and RhinoanJr?g(:’rI;tre-TePOas 1 per2.7 ft? WeatherBond TPO induction welded with 450
"| plywood or wood plank | combination, loose laid or RhinoBond Treadsafe Plate-TPO (12 parts per 4x8 ft board) RhinoBond tool per manufacturer’s instructions. ’
. . . WeatherBond HPWX Fastener or Dekfast . . .
W-50 Min. 15/32-inch (Opt|c.>nal? One or mo.re layers, any DF-#15-PH3 and RhinoBond Plate-TPO 6-inch o.c. in rows 60-inch o.c. Wt?atherBond TPO induction weld’ec.l with ‘ -60.0
plywood or wood plank | combination, loose laid or RhinoBond Treadsafe Plate-TPO RhinoBond tool per manufacturer’s instructions.
Min. 19/32-inch (Optional) One or more layers, any WeatherBond HPW.X Fastener or@eifast 1 per 2.7 ft? WeatherBond TPO induction welded with
W-51 DF-#15-PH3 and RhinoBond Plate-TPO -67.5
plywood or wood plank | combination, loose laid or RhinoBond Treadsafe Plate-TPO (12 parts per 4x8 ft board) RhinoBond tool per manufacturer’s instructions. ’
ISOWELD INDUCTION WELDING SYSTEM:
W-52 Min. 15/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 6 ft? WeatherBond TPO induction welded with SFS 22.5%
" | plywood or wood plank | combination, loose laid P-6.8-TPO Plate (2 x 3 ft grid pattern) isoweld® 3000 stand-up tool. '
W-53 Min. 15/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 4.0 ft? WeatherBond TPO induction welded with SFS -30.0
plywood or wood plank | combination, loose laid P-6.8-TPO Plate (2 x 2 ft grid pattern) isoweld® 3000 stand-up tool. ’
W-54 Min. 15/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 4.0 ft? WeatherBond TPO induction welded with SFS 37.5%
| plywood or wood plank | combination, loose laid P-6.8-TPO Plate (2 x 2 ft grid pattern) isoweld® 3000 stand-up tool. ’
W-55 Min. 19/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 6 ft2 WeatherBond TPO induction welded with SFS -45.0%
plywood or wood plank | combination, loose laid P-6.8-TPO Plate (2 x 3 ft grid pattern) isoweld® 3000 stand-up tool. ’
W-56 Min. 15/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 2.7 ft? WeatherBond TPO induction welded with SFS -45.0
plywood or wood plank | combination, loose laid P-6.8-TPO Plate (12 parts per 4x8 ft board) isoweld® 3000 stand-up tool. )
Min. 15/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- . . . WeatherBond TPO induction welded with SFS
W-57 plywood or wood plank | combination, loose laid P-6.8-TPO Plate G-inch o.c. in rows 60-inch o.c. isoweld® 3000 stand-up tool. 600
W-58 Min. 19/32-inch (Optional) One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld F1- 1 per 2.7 ft? WeatherBond TPO induction welded with SFS 675

plywood or wood plank

combination, loose laid

P-6.8-TPO Plate

(12 parts per 4x8 ft board)

isoweld® 3000 stand-up tool.
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NEmoO | etc.e
TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

G Insulation Layer (Note 13, Note 17) Roof Cover (Note 15) o
ystem
Deck (Note 1) Fastener Lap Seam
No. T Attach M F (Note 11) Lap Width sf
ype ttac embrane astener (Note spacing ap Widt spacing — (psf)
Min. 19/32-inch CDX plywood | One or more layers, Prelim. Weat.herBond TPO, min. WeatherBond HPWX Fastener and . . 114.5-inch 1.5-inch
W-59. - 60-mil or WeatherBond 12-inch o.c. 5.5-inch ) -22.5
or wood plank; 2 ft spans any combination Attach HPWHX Plate o.c. outside
TPO FR Fleece
W-60. Min. 19/32-inch CDX plywood | One or mc:\re I.ayers, Prelim. WeatherBond TPO Fleece WeatherBond HPWX Fastener and 6-inch o.c. 5 5-inch 138.5-inch 1.5—|r1ch 375
or wood plank; 2 ft spans any combination Attach HPWX Plate o.c. outside
Min. 19/32-inch CDX plywood | One or more layers, Prelim. Weat.herBond TPO, min. WeatherBond HPWX Fastener and . ) 114.5-inch | 1.5-inch
W-61. s 60-mil or WeatherBond 6-inch o.c. 5.5-inch . -45.0
or wood plank; 2 ft spans any combination Attach HPWX Plate o.c. outside
TPO FR Fleece
W-62. Min. 19/32-inch CDX plywood | One or mc?re I.ayers, Prelim. Weat.herBond TPO, min. WeatherBond HPW-XL Fastener and 12-inch o.c. 5 5-inch 90.5-inch 1.5—|{1ch -45.0
or wood plank; 2-ft spans any combination attach 60-mil HPW-XL Plate o.c. outside
W-63. Min. 19/32-inch CDX plywood | One or mc?re I.ayers, Prelim. WeatherBond TPO FR WeatherBond HPW-XL Fastener and 6-inch o.c. 5 5-inch 54.5-inch 1.5—|{1ch 450
or wood plank; 2 ft spans any combination attach Fleece HPW-XL Plate o.c. outside
WeatherBond HPWX Fastener and
Min. 19/32-inch plywood or One or more layers, Prelim. HPWX Plate or #15 Roofgrip with 2- . . 90.5-inch 1.5-inch
W-64. WeatherB TP -inch o.c. .5-inch -52.
6 wood plank; 2-ft spans any combination attach eatheiBond TPU 3/8” Eyehook Seam Plate b-inch o.c 5-5-inc o.c. outside 525
(AccuSeam)
WeatherBond HPWX Fastener and
Min. 19/32-inch plywood or One or more layers, Prelim. HPWHX Plate or #15 Roofgrip with 2- . . 66.5-inch 1.5-inch
-65. L. WeatherB TP -inch o.c. .5-inch R -67.
W-65 wood plank; 2-ft spans any combination attach . 3/8” Eyehook Seam Plate b-inch o.c >-5-nc o.c. outside 67.5
(AccuSeam)

TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeEAR-OFF) oR RECOVER

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

Thermal Barrier Roof Cover (Note 15)
SR Deck (Note 1) Attach Fast . =
No. Type Not:c17 Membrane Fastener (Note 11) Sa:a:::: Lap Width Lap Spacing VS:::II (psf)
Min. 19/32-inch CDX plywood | \oPtional) Any prelim, | \WeatherBond TPO, min. |\ Bond HPWX Fastener and _ . 114.5-inch 1.5-inch
W-66. approved thermal 60-mil or WeatherBond 12-inch o.c. 5.5-inch . -22.5
or wood plank; 2 ft spans ) Attach HPWX Plate o.c. outside
barrier TPO FR Fleece
W-67 Min. 19/32-inch CDX plywood anp:?:eacli)tﬁ::mal Prelim. WeatherBond TPO WeatherBond HPWX Fastener and 6-inch o.c 5.5-inch 138.5-inch 1.5-inch 375
"| orwood plank; 2 ft spans bzr"rier Attach Fleece HPWX Plate o ' o.c. outside ’
Opti 1) A WeatherBond TPO, min.
Min. 19/32-inch CDX plywood | \oPtional) Any Prelim. catherbond PG, MIN- |y e atherBond HPWX Fastener and . . 114.5-inch 1.5-inch
W-68. approved thermal 60-mil or WeatherBond 6-inch o.c. 5.5-inch . -45.0
or wood plank; 2 ft spans . Attach HPWX Plate o.c. outside
barrier TPO FR Fleece
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NEmMO | etc.e
TABLE 16: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

Thermal Barrier Roof Cover (Note 15)
SR Deck (Note 1) Attach Fast S .
No. ac astener . . eam Sf
Type Note 17 Membrane Fastener (Note 11) Comeliny Lap Width Lap Spacing Weld (psf)
) . (Optional) Any . ) .
Min. 19/32-inch CDX plywood Prelim. WeatherBond TPO, min. | WeatherBond HPW-XL Fastener and . . . 1.5-inch
W-69. or wood plank; 2-ft spans Z‘a)’r)rzz\:Ed thermal Attach 60-mil HPW-XL Plate L2 NP >-5-inch 90.5-inch o.c. outside -45.0
. . (Optional) Any R .
Min. 19/32-inch CDX plywood Prelim. WeatherBond TPO FR WeatherBond HPW-XL Fastener and ' . . 1.5-inch
W-70. or wood plank; 2 ft spans EZfr:(e)\r/ed thermal Attach Fleece HPW-XL Plate -Gy >.5-inch 54.5-inch o.c. outside 45.0
WeatherBond HPWX Fastener and
. . . (Optional) Any . WeatherBond TPO or HPWX Plate or #15 Roofgrip with 2- 48-inch o.c. .
W-71. Is\/ll:r;519/32 inch plywood; 2-ft approved thermal ;;f:é?]' WeatherBond TPO FR 3/8” Eyehook Seam Plate (AccuSeam) 6-inch o.c. 5.5-inch (over structural ::)jt:(;: -75.0
P barrier Fleece installed through wood sheathing to members)
engage structural members

TABLE 1H: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Thermal Barrier Base Sheet Roof Cover (Note 15) MDP
Deck (Note 1) .
No. Type Attach Base Sheet Fastener (Note 2, Note 11) Attach Membrane Adhesive (psf)
. . | (Optional) Any Atlas Summit WeatherBond Insulation 12-inch o.c. at the 4-inch laps and 12-
W-72. Min. 19/32-inch plywood; approved thermal Loose-laid | Synthetic Fastener and 2” Seam inch o.c. at three, equally spaced rows WeatherBond Self-adhered | -120.0
2-ft spans . ) . PASTPO
barrier Underlayment Fastening Plate in the center of the sheet.
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck VR R e e MDP
No. (Note 1) ac ac jcati sf
Type (Notes 6,7,8) Type (Notes 6,7,8) Membrane Application
WEATHERBOND TPO MEMBRANE APPLICATIONS:
Min. 22 ga., (Optional) VapAir . . Flexible DASH or Flexible Flexible DASH or
SC-1 type B, Grade | Seal MD, self- mr.islc;sw;r;(l\:\li?’);r iso DASH DT (RIBBON, 6-inch | (Optional) Additional layer(s) base insulation Flexible DASH DT ?llaeoatherBond LVOC BA -52.5
33 steel adhering yiso, ¥ o.c. @ every deck flange) (RIBBON)
Min. 22 ga., (Optional) VapAir . . Flexible DASH or Flexible Flexible DASH or
SC-2 type B, Grade | Seal MD, self- 'I;/'c:lnlislc).s\/l\?;r)](l\:AF/’iﬁr iso DASH DT (RIBBON, 6-inch | (Optional) Additional layer(s) base insulation | Flexible DASH DT _\I{\F/’%atherBond WB-TPO-BA -75.0
33 steel adhering Y10, v o.c. @ every deck flange) (RIBBON)
Insulation: (Optional) Additional layer(s)
base insulation
Min. 22 ga., (Optional) VapAir . . Flexible DASH or Flexible Coverboard: Min. 0.25-inch DensDeck Prime Flexible DASH or
sC-3 type B, Grade | Seal MD, self- 'F\,/'O'I”'islo'sv'\;‘;r;(;’giﬁr <o | DASH DT (RIBBON, 6-inch | or SECUROCK Gypsum-Fiber Roof Board or Flexible DASH DT x%’"them"”d \L/://:_ﬁfg_g; 825
33 steel adhering Y10, v o.c. @ every deck flange) | min. 0.5-inch WB XFP HD, WB XFP HD Plus or | (RIBBON)
EcoStorm VSH or min. 1.5-inch WB XFP
Polyiso, WB XFP HD Composite
. . (Optional) Additional layer(s) base
Min. 22 ga., (Optional) VapAir 'l;glr].islc;s\ll\?;r;(\FAl;izr iso Flexible DASH or Flexible insulation, min. 0.25-inch DensDeck Prime or | Flexible DASH or WeatherBond | CAV-GRIP Il
SC-4 type B, Grade | Seal MD, self- andy/or’WB XEP HD ¥ DASH DT (RIBBON, 6-inch | SECUROCK Gypsum-Fiber Roof Board or min. | Flexible DASH DT PO AP -82.5
33 steel adhering ) o.c. @ every deck flange) | 0.5-inch WB XFP HD, WB XFP HD Plus or (RIBBON)
Composite
EcoStorm VSH
Min. 22 ga., (Optional) VapAir | (Optional) Min. 1.5-inch | Flexible DASH or Flexible Insulation: (Optional) Additional layer(s) Flexible DASH or WeatherBond CAV-GRIP 1l
SC-5 type B, Grade | Seal MD, self- WB XP Polyiso, WB XFP DASH DT (RIBBON, 6-inch | base insulation Flexible DASH DT PO AP, LVOC BA -82.5
33 steel adhering Polyiso o.c. @ every deck flange) | Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON) or WB-TPO-BA
Min. 22 ga., . . Flexible DASH or Flexible CAV-GRIP I
sC-6 type B, Grade | None mr'islésw;;xiﬁr o | DASH DT (RIBBON, 6-inch | None N/A x‘g"ther%”d AP or WB- -105.0
33 steel YIS0, v o.c. @ every deck flange) TPO-BA
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
. . (Optional) Additional layer(s) base .
Min. 22 ga., (Optional) VapAir 'F\’/:)lln.islc;s\ll\?;r)l(l\:lgiﬁr iso Flexible DASH or Flexible insulation, min. 0.25-inch DensDeck Prime or | Flexible DASH or WeatherBond ?f:;:)l(?b?eASH
SC-7 type B, Grade | Seal MD, self- andy/or,WB XEP HD v DASH DT (RIBBON, 6-inch | SECUROCK Gypsum-Fiber Roof Board or min. | Flexible DASH DT TPO Fleece DASH DT -82.5
33 steel adhering R o.c. @ every deck flange) | 0.5-inch WB XFP HD, WB XFP HD Plus or (RIBBON)
Composite (FULL)
EcoStorm VSH
Min. 22 ga., (Optional) VapAir Mm'. A, XP. Flexible DASH or Flexible ?Optlor.'nal) Ad'dltlonal'layer(s) base . Flexible DASH or
sc.8 tvoe B. Grade Seal MD. self- Polyiso, WB XFP Polyiso DASH DT (RIBBON, 6-inch insulation, min. 0.25-inch DensDeck Prime or Flexible DASH DT WeatherBond HydroBond 825
ype s, n and/or WB XFP HD y min. 0.5-inch WB XFP HD, WB XFP HD Plus or TPO Fleece WB ’
33 steel adhering R o.c. @ every deck flange) (RIBBON)
Composite EcoStorm VSH
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NEmoO | etc.e
TABLE 2A: STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck ViR e e e MDP
No. Note 1 ac ac jcati sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Membrane Application
. . . . . . . . . . . \ Flexible DASH
Min. 22 ga., (Optional) VapAir | (Optional) Min. 1.5-inch | Flexible DASH or Flexible Insulation: (Optional) Additional layer(s) Flexible DASH or WeatherBond | or Flexible
SC-9 type B, Grade Seal MD, self- WB XP Polyiso, WB XFP DASH DT (RIBBON, 6-inch | base insulation Flexible DASH DT -82.5
; . . . . TPO Fleece DASH DT
33 steel adhering Polyiso o.c. @ every deck flange) | Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON) (FULL)
Flexible DASH
Min. 22 ga., . . Flexible DASH or Flexible X
SC-10 | type B, Grade | None Min. 1.5-inch WB XP DASH DT (RIBBON, 6-inch | None N/A WeatherBond | or Flexible -105.0
Polyiso, WB XFP Polyiso TPO Fleece DASH DT
33 steel o.c. @ every deck flange) (FULL)

TABLE 2B: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s)
System Deck s s p—. Roof Cover MDP
No. (Note 1) T aSiener ttac T EX8 (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
Min. 0.5-inch
Min. 22 ga., type B, Grade . WeatherBond TPO / Aqua
sc-11 33 steel or min. 2,500 psi | DensDeck followedby - o L1Per 1 Min. 1.5-inch Insulam (OSB) Flexible DASH Base 120, CAV-GRIP Il AP | -37.5%
min. 2.0-inch 2.7 ft (RIBBON, 6-inch o.c.)
structural concrete or WB-TPO-BA
Insulfoam VIII
. X X Insulation: (Optional) Additional layer(s) base
1o ’a':/;lr;t :ezl i?';‘x‘p'z%o%ra‘:f 'F\,/gr'islc;swg)'(rf xP Note 2 1per | insulation Flexible DASH WeatherBond TPO / WB- 2755
o p y- ! 3.2 ft? Coverboard: Min. 0.25-inch SECUROCK (RIBBON) TPO-BA :
structural concrete Polyiso ————
Ultralight Coated Glass-Mat Roof Board
. X . Insulation: (Optional) Additional layer(s) base X
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per 7insulation Flexible DASH or WeatherBond TPO / Aqua
SC-13 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz c board: Min. 0.25-inch SECURGCK Flexible DASH DT Base 120, CAV-GRIP Il AP, -45.0*
structural concrete Polyiso ’ M' in. 8.2>-Inc (RIBBON) LVOC BA or WB-TPO-BA
Gypsum-Fiber Roof Board
Min. 0.5-inch
Min. 22 ga., type B, Grade . WeatherBond TPO / CAV-
SC-14 33 steel or min. 2,500 psi | DensDeck followedby | 5 LPer | Min. 2.0-inch Insulfoam HD Composite Flexible DASH GRIP Il AP, LVOC BA or 45.0*
min. 2.0-inch 2.0 ft (RIBBON, 6-inch o.c.)
structural concrete WB-TPO-BA
Insulfoam VIII
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP Steel: WeatherBond ) # (Opti ) ” ver(s) Flexible DASH or WeatherBond TPO (min.
SC-15 33 steel or min. 2,500 psi | Polyiso, WB XFP Insulation Fastener with Lper | insulation Flexible DASH DT 60-mil) / CAV-GRIP Il AP 45.0
tructural ’ tl Polvi ! Insulation Fastening Plate 2.0ft> | Coverboard: Min. 1-inch WB XP Polyiso, WB RIBBON WB-TPO-BA ’
structural concrete olyiso Concrete: Note 2 XFP Polviso Polyiso ( ) or WB-TPO-
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

R _— Base Insulation Layer Top Insulation Layer(s) i R
ystem ec oof Cover
Fastener Attach Attach
No. (Note 1) Type Type (Note 15) sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP ISrESEIIét\Aicl)iag:tr:::rdwith 1 per m (Op ) ver(s) Flexible DASH or WeatherBond TPO (min.
SC-16 33 steel or min. 2,500 psi Polyiso, WB XFP ) ) . . ) Flexible DASH DT 60-mil) / CAV-GRIP 11l AP -52.5
| P P Iy' Insulation Fastening Plate 2.0ft> | Coverboard: Min. 0.5-inch WB XP Polyiso, WB RIBBON. 6-inch WB)'I{PO BA
structural concrete olyiso Concrete: Note 2 e ( , 6-incho.c.) | or WB-TPO-
XFP Polyiso
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 1.5-inch wa xp | Steel: WeatherBond Insulation: (Optional) Additi ver(s) Flexible DASH or
- ) B Insulation Fastener with 1 per insulation . WeatherBond TPO / CAV-
SC-17 33 steel or min. 2,500 psi Polyiso, WB XFP ) . R . . Flexible DASH DT -52.5
structural concrete Polviso Insulation Fastening Plate 1.8ft Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON, 6-inch o.c.) GRIP Il AP or LVOC BA
Y Concrete: Note 2 XFP HD Plus or EcoStorm VSH ' <
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 1.5-inch WB XP f:‘:jl';t‘?;ia;g;’:::rdwith Loer | isulation Flexible DASH or WeatherBond TPO (min.
SC-18 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastening Plate ) (?ftz Coverboard: Min. 0.5-inch DensDeck Prime, Flexible DASH DT 60-mil) / CAV-GRIP Il AP -60.0
structural concrete Polyiso Concrete: Note 2 ' SECUROCK Gypsum-Fiber Roof Board, WB XFP | (RIBBON) or WB-TPO-BA
HD, WB XFP HD Plus or EcoStorm VSH
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2-inch WB XP f::jl'ét‘?;ia;;‘;':::rdwith 1 per Ny indliogn (Optional) ver(s) Flexible DASH or WeatherBond TPO / CAV-
SC-19 33 steel or min. 2,500 psi Polyiso, WB XFP . X K . Flexible DASH DT GRIP Il AP, LVOC BA or -60.0
structural concrete P Polyiso Insulation Fastening Pigte G ft" | DyerboRg: Min0.5-inch WB XFP HD, WB (RIBBON, 6-inch o.c.) | WB-TPO-BA
Y Concrete: Note 2 XFP HD Plus or EcoStorm VSH ’ "
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP Isrfsj:;t\:\cl)ia;;]:tr:::rdwith 1 per insulation Flexible DASH or WeatherBond TPO (min.
SC-20 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastening Plate 1 (?ftz Coverboard: Min. 0.5-inch DensDeck Prime, Flexible DASH DT 60-mil) / CAV-GRIP Il AP -67.5
structural concrete Polyiso Concrete: Note 2 : SECUROCK Gypsum-Fiber Roof Board, WB XFP | (RIBBON, 6-inch o.c.) or WB-TPO-BA
HD, WB XFP HD Plus or EcoStorm VSH
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2-inch WB XP ﬁ::j:;t\?cl,ia::tr:::rdwith Loer | insulation (Optional) ver(s) Flexible DASH or WeatherBond TPO (min.
SC-21 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastening Plat P ) . X . Flexible DASH DT 60-mil) / CAV-GRIP Il AP -75.0
tructural concrete Polyiso U 16ft Coverboard: Min. 1-inch WB XP Polyiso, WB (RIBBON, 6-inch o.c.) or WB-TPO-BA
struc v Concrete: Note 2 Ivi ’ e
XFP Polyiso
s Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP f::jllétvi\cl)ia:z:tr:::rdwith 1 per m (Op ) ver(s) Flexible DASH or WeatherBond TPO / CAV-
SC-22 33 steel or min. 2,500 psi Polyiso, WB XFP ) . . . Flexible DASH DT GRIP Il AP, LVOC BA or -82.5
structural concrete p Polyiso Insulation Fastening Plate 1.3ft* | Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) WB-TPO-BA
Y Concrete: Note 2 XFP HD Plus or EcoStorm VSH
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP f::jllét\?:;a::tr::enrdwith 1 per m (©p ) ver(s) Flexible DASH or WeatherBond TPO (min.
SC-23 33 steel or min. 2,500 psi Polyiso, WB XFP ) ) P 2 . . . Flexible DASH DT 60-mil) / CAV-GRIP Il AP -82.5
tructural " Polvi Insulation Fastening Plate 1.0 ft Coverboard: Min. 1-inch WB XP Polyiso, WB FULL WB-TPO-BA
structural concrete olyiso Concrete: Note 2 7XFP Polyiso ( ) or Wb-1rPO-
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s)
System Deck o - v Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) insulation Flexible DASH or WeatherBond TPO (min.
Insulation Fastener with 1 per
SC-24 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastening Plate 1.0 fi2 Coverboard: Min. 0.5-inch DensDeck Prime, Flexible DASH DT 60-mil) / CAV-GRIP Il AP -82.5
structural concrete Polyiso Concrete: Note 2 ' SECUROCK Gypsum-Fiber Roof Board, WB XFP | (FULL) or WB-TPO-BA
HD, WB XFP HD Plus or EcoStorm VSH
. Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade | Min. 2-inch WB XP f:‘:jl'ét‘?;ia;;‘;’:::rdwith 1 per 7”?23';:2: (Optional) Additional layer(s) base | ¢\ 1o baSH or WeatherBond TPO / CAV-
SC-25 80 steel or min. 2,500 psi Poly!so, WB XFP Insulation Fastening Plate 13 f2 Coverboard: Min. 0.5-inch WB XFP HD, WB Flexible DASH DT GRIP Il AP, LVOC BA or -90.0
structural concrete Polyiso Concrete: Note 2 7XFP 1D PloNur Ecoserm VSH (FULL) WB-TPO-BA
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) insulation Flexible DASH or WeatherBond TPO (min.
K ) R Insulation Fastener with 1 per . .
SC-26 80 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastening Plate 1.0 22 Coverboard: Min. 0.5-inch DensDeck Prime, Flexible DASH DT 60-mil) / CAV-GRIP Il AP -112.5
structural concrete Polyiso Concrete: Note 2 ' SECUROCK Gypsum-Fiber Roof Board, WB XFP | (FULL) or WB-TPO-BA
HD, WB XFP HD Plus or EcoStorm VSH
: Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2-inch WB XP Steel: WeatherBond Insulation: (Optional) Additi ver(s) Flexible DASH or WeatherBond TPO (min.
sc-27 80 steel or min. 2,500 psi | Polyiso, WB XFP Insulation Fastener ity Lper | insulation Flexible DASH DT 60-mil) / CAV-GRIP 11l AP 135.0
§ steef or min. 2,500 psi OIS0, Insulation Fastening Plate | 1.0ft2 | Coverboard: Min. 1-inch WB XP Polyiso, WB exibie “mil) / CAV- e
structural concrete Polyiso Concrete: Note 2 7XFP Polyiso (FULL) or WB-TPO-BA
Min. 22 ga., type B, Grade Min. 0.5-inch 1 per Min. 1.5-inch ACFoam Il, WB XP Polyiso, WB WeatherBond TPO / Aqua
SC-28 33 steel or min. 2,500 psi DensDeck or Note 2 ) (;)ftz XFP Polyiso, ENRGY 3 followed by Min. 0.25- OB500 Base 120, CAV-GRIP IIl AP -37.5%
structural concrete DensDeck Prime N inch DensDeck Prime or WB-TPO-BA
. X . Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP 1her insulation WeatherBond TPO / Aqua
SC-29 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 4 (;)ftz Coverboard: Min 0.25-inch SECUROCK OB500 Base 120, CAV-GRIP Il AP, -37.5%
structural concrete Polyiso ' #ﬂ?aﬁb‘er Fl{oof. BO;I’Z LVOC BA or WB-TPO-BA
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam 1 per WeatherBond TPO / Aqua
SC-30 33 steel or min. 2,500 psi 1l, WB XP Polyiso, WB Note 2 ) (?ftz Additional layers of base insulation OB500 Base 120, CAV-GRIP Il AP -45.0*
structural concrete XFP Polyiso, ENRGY 3 ' or WB-TPO-BA
. X i Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam 1 per 7insulation WeatherBond TPO / CAV-
SC-31 33 steel or min. 2,500 psi 1I, WB XP Polyiso, WB Note 2 5 (;)ftz c board: Min. 1.5-inch WB XEP HD OB500 GRIP Il AP, LVOC BA or -45.0*
structural concrete XFP Polyiso, ENRGY 3 ' %' in. L.o-inc WB-TPO-BA
i
. X . Insulation: (Optional) Additional layer(s) base
sC-32 ?'\,/g Zt:ezl ii'%:i\:wpezizoiragf :\lm\r;\}Bl xsplrr:ZT :ZZFC\)/S? Note 2 Lper | insulation 0B500 WeatherBond TPO / Aqua | ¢ s
T p ! . Y15 2.0 ft2 Coverboard: Min. 0.25-inch DensDeck, Base 120 or WB-TPO-BA '
structural concrete XFP Polyiso, ENRGY 3 7DensDeck Prime
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s)
System Deck o - v Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
Min. 22 ga., type B, Grade Min. 1.5-inch ACFoam Insulation: (Optional) Additional layer(s) base
sc-33 33 steel or min. 2,500 psi | 1, WB XP Polyiso, WB | Note 2 21(;":; insulation 0B500 g;itnf;ic’”d TPO/CAV- | 45 o
structural concrete XFP Polyiso, ENRGY 3 ' Coverboard: Min. 0.25-inch DensDeck Prime
Min. 22 ga., type B, Grade Min. 0.5-inch . . . WeatherBond TPO / Aqua
SC-34 33 steel or min. 2,500 psi | DensDeck or Note 2 215:2 )'\("F':Ptls i'S'(‘)ChEﬁEFG?(a;“ Il WBXP Polyiso, WB | 555 Base 120, CAV-GRIP Il AP | -45.0*
structural concrete DensDeck Prime ' VIso, or WB-TPO-BA
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam 1 per WeatherBond TPO / Aqua
SC-35 33 steel or min. 2,500 psi 11, WB XP Polyiso, WB Note 2 4 (;)ftz Additional layers of base insulation 0OB500 Base 120, CAV-GRIP IIl AP -45.0*
structural concrete XFP Polyiso, ENRGY 3 ' or WB-TPO-BA
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 2.0-inch ACFoam Loer m (Optional) Additi ver(s) WeatherBond TPO / CAV-
SC-36 33 steel or min. 2,500 psi 11, WB XP Polyiso, WB Note 2 4 (;)ftz c board: Min. 1.5-inch WB XEP HD 0OB500 GRIP Il AP, LVOC BA or -45.0*
structural concrete XFP Polyiso, ENRGY 3 ' ~overboarg o.ar e WB-TPO-BA
Composite
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam Insulation: (Optional) Additional layer(s) base
. . 3 2. insulati
sC-37 33 steel or min. 2,500 psi | I, WB XP Polyiso, WB | Note 2 Lper | insulation , 0B500 WeatherBond TPO/ Aqua | ¢ .
structural concrete XFP Polyiso, ENRGY 3 W ft Coyerbod Min. 0.25-inch DensDeck, Base 120 or WB-TPO-BA
’ DensDeck Prime
Min. 22 ga., type B, Grade Min. 2.0-inch ACFoam Insulation: (Optional) Additional layer(s) base
1 X X WeatherB TP AV-
sc-38 33 steel or min. 2,500 psi | I, WB XP Polyiso, WB | Note 2 ) g?trz insulation 0B500 G;I‘;t”f;;”d o/c¢ -45.0*
structural concrete XFP Polyiso, ENRGY 3 ' Coverboard: Min. 0.25-inch DensDeck Prime
. R R Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per insulation WeatherBond TPO / Aqua
SC-39 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz G board: Min. 0.25-inch SECURGCK OB500 Base 120, CAV-GRIP Il AP, -45.0*
structural concrete Polyiso ’ ~overboard oar' “ Min. ©.2o-Inc LVOC BA or WB-TPO-BA
Gypsum-Fiber Roof Board
Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade | Min. 2-inch WB XP L oer m (Optional) Additional layer(s) base WeatherBond TPO / Aqua
SC-40 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 P ) . X OB500 Base 120, CAV-GRIP Il AP, -45.0*
. 2.7 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete Polyiso - LVOC BA or WB-TPO-BA
Gypsum-Fiber Roof Board
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP 1 per m (Opti ) ” ver(s) WeatherBond TPO / Aqua
SC-41 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 P N . X OB500 Base 120, CAV-GRIP Il AP, -60.0
. 1.6 ft Coverboard: Min 0.25-inch SECUROCK
structural concrete Polyiso —_— LVOC BA or WB-TPO-BA
Gypsum-Fiber Roof Board
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s)
System Deck o - v Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ga., type B, Grade Min. 0.5-inch Dens 1 per Flexible DASH \/A::eI:)t(ihbeI(:Bgzgl:irz?Fﬁ:si};Fe
- in. i in. N 2 in. 1.5-i -37.5%
SC42 | 33steclormin 2500psi | Deck followed by min. | Note 27 | M35 nch inslam (08) (RIBBON, 6-inch o.c) | DASH DT (RIBBON, 6-inch | >/
’ o.c.)
One or more layers
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per Insulation: (Optional) Additional layer(s) base Flexible DASH or ﬂ?:;:‘bﬁ;BgngZ?Fli?;E
SC-43 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 5 (;)ftz insulation Flexible DASH DT DASH DT (RIBBON, 12-inch -37.5*
structural concrete Polyiso, ENRGY 3, or ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) o) !
AC Foam II "
Min. 22 ga., type B, Grade Min. 0.5-inch Min. 1.5-inch Kingspan GreenGuard Extruded . WeatherBond PO Flee?ce
SC-44 33 steel or min. 2,500 psi DensDeck or Note 2 L per Polystyrene followed by min. 0.25-inch Flexible DASH / Flexible DASH or Flexible -37.5*%
structural conc.ret’e P DensDeck Prime 2 Der\\/sDyeck Prime ! o (RIBBON) DASH DT (RIBBON, 12-inch ‘
o.c.)
One or more layers
WeatherB TPO Fl
Min. 22 ga., type B, Grade | Min. 1.5-inch WB XP Loer Flexible DASH or /FT:;(ibeI; gng poTicece
SC-45 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 ) (;)ftz Additional layers of base insulation Flexible DASH DT DASH DT (RIBBON, 12-inch -45.0*
structural concrete 2<(J:I\;ics):;nE:\llRGY 3,0r ’ (RIBBON) oc) ,
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per Min. 1.5-inch additional layers of base Flexible DASH or ﬂj:;?gfg:ggi?;i?;i
SC-46 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 P ) insulation or min. 2-inch WB XFP HD Flexible DASH DT . -45.0*
structural concrete Polyiso 3.8 Composite (RIBBON) DASH DT (RIBBON, 12-inch
o.c.)
Min. 22 ga., type B, Grade Min. 2-inch WB XP 1 per Min. 1-inch additional layers of base Flexible DASH or ﬂ?g;:‘;fg;ggi?;i?;i
SC-47 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 P ) insulation or min. 2-inch WB XFP HD Flexible DASH DT . -45.0*
structural concrete Polyiso 4.0ft Composite (RIBBON) DASH DT (RIBBON, 12-inch
o.c.)
) ) . WeatherBond TPO Fl
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per Insulation: (Optional) Additional layer(s) base Flexible DASH or /FTz)t(ibeI:e SXSH orOFIeex?kife
SC-48 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz insulation Flexible DASH DT DASH DT (RIBBON, 12-inch -45.0*
structural concrete Polyiso ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) 0c) !
) ) . B
Min. 22 ga., type B, Grade Min. 2-inch WB XP 1 per Insulation: (Optional) Additional layer(s) base Flexible DASH or ﬂ?:;?bﬁ; SRSJZSF':::;E;
SC-49 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 4 (?ftz insulation Flexible DASH DT DASH DT (RIBBON, 12-inch -45.0*
structural concrete Polyiso ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) o.c) !
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TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s)
System Deck o o v Roof Cover MDP
No. (Note 1) T BB ttac T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Min. 0.5-inch WeatherBond TPO Fleece
Min. 22 ga., type B, Grade . .
. . DensDeck followed by 1 per . . Flexible DASH / AquaBase 120 or Flexible
- . Note 2 .1.5- -37.5*
SC-50 33steelormin. 2,500psi | L") ote 2.7 | Min-1.5-inchInsulam (OSB) (RIBBON, 6-inch 0.c.) | DASH or Flexible DASH DT | >/~
structural concrete
Insulfoam VIiI (FULL)
Min. 0.5-inch
Min. 22 ga., type B, Grade ) WeatherBond TPO Fleece
DensDeck foll
SC-51 33 steel or min. 2,500 psi m?:szf)(iin; owed by Note 2 215:2 Min. 2.0-inch Insulfoam HD Composite ::ILT;IBbCIJeND/éSi:ch 0.c) / Flexible DASH or Flexible -45.0*
structural concrete | ' ! e DASH DT (FULL)
Insulfoam VIII
Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per m (Op ) ” ver(s) Flexible DASH or WeatherBond TPO Fleece
SC-52 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz N AW VY M Flexible DASH DT / Flexible DASH or Flexible -45.0*
structural concrete Polyiso : %E, ) é'(‘)o . Bo;':; (RIBBON 6-inch 0.c.) | DASH DT (FULL).
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per Insulation: (Optional) Additional layer(s) base Flexible DASH or WeatherBond TPO Fleece
SC-53 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz insulation Flexible DASH DT / Flexible DASH or Flexible -45.0*
structural concrete Polyiso ' Coverboard: Min. 1.0-inch base insulation (RIBBON) DASH DT (FULL)
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 o8 Insulation: (Optional) Additional layer(s) base Flexible DASH or WeatherBond TPO Fleece
SC-54 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 3 prtz insulation Flexible DASH DT / Flexible DASH or Flexible -45.0*
structural concrete Polyiso ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) DASH DT (FULL)
Min. 22 ga., type B, Grade Min. 2.0-inch WB XP Doe) Insulation: (Optional) Additional layer(s) base Flexible DASH or WeatherBond TPO Fleece
SC-55 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 4 (?ftz insulation Flexible DASH DT / Flexible DASH or Flexible -45.0*
structural concrete Polyiso ' Coverboard: Min. 1.0-inch base insulation (RIBBON) DASH DT (FULL)
Min. 22 ga., type B, Grade Min. 2.0-inch WB XP 1 per Insulation: (Optional) Additional layer(s) base Flexible DASH or WeatherBond TPO Fleece
SC-56 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 " (?ftz insulation Flexible DASH DT / Flexible DASH or Flexible -45.0*
structural concrete Polyiso ' Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) DASH DT (FULL)
. Insulation: (Optional) Additional layer(s) base WeatherBi TPO FI
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP SIES WeatherBond ) L (Opti ) " ver(s) Flexible DASH or eat. erBond TPO ec-?-ce
SC-57 33 | in. 2,500 bsi Polviso. WB XFR Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 45.0
§ stee c:r min. £,500 psl P°nys°’ Insulation Fastening Plate | 2.0 ft> | Coverboard: Min. 1-inch WB XP Polyiso, WB RT:;'B eN DASH DT (FULL) or .
structural concrete olyiso Concrete: Note 2 7XFP Polyiso ( ON) HydroBond WB
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP greel: WeatherBond ) % (Opti ) ” ver(s) Flexible DASH or WeatherBond PO Flec?ce
5C.58 33 steel in. 2.500 psi Polviso, WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 525
F stee C:r min. 2,500 psi °IV'_5°' Insulation Fastening Plate | 2.0 ft2 | Coverboard: Min. 0.5-inch WB XP Polyiso, WB | | x. Oe ench DASH DT (FULL) or e
structural concrete Polyiso Concrete: Note 2 XFP Polyiso (RIBBON, 6-inch o.c.) HydroBond WB
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDE%OQF COER
Base Insulation Layer

TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

Top Insulation Layer(s)

NEmoO | etc.e

structural concrete

Polyiso Concrete: Note 2

WB XFP HD, WB XFP HD Plus or EcoStorm VSH

(FULL)

System Deck o - v Roof Cover MDP
No. (Note 1) Type BB Attac Type ac (Note 15) sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8)
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP Steel: WeatherBond ) P (Op ) ver(s) Flexible DASH or WeatherBond PO Flegce
$C-59 33 steel or min. 2,500 psi Polyiso, W XFP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 600
<tructural conc;'etle pol iso, Insulation Fastening Plate 2.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime, (RIBBON) DASH DT (FULL) or :
v Concrete: Note 2 WB XFP HD, WB XFP HD Plus or EcoStorm VSH HydroBond WB
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP Isrfjjllz;t\ﬁl)ia;;]:tr::;rdwith 1 per m (Opti ) ” ver(s) Flexible DASH or WeatherBond TPO Fleece
SC-60 33 steel or min. 2,500 psi Polyiso, WB XFP ) . P ) . . Flexible DASH DT / Flexible DASH or Flexible -60.0
structural concrete Polyiso Insulation Fastening Plate | 2.0ft* | Coverboard inyQ.5-inch SECUROGK (RIBBON) DASH DT (FULL)
Y Concrete: Note 2 Gypsum-Fiber Roof Board
. Insulation: (Optional) Additional layer(s) base WeatherBi TPO Fl
Min. 22 ga., type B, Grade | Min. 2-inch WB XP Steel: WeatherBond , “I ion: (Optional) Additi yer(s) Flexible DASH or eatherBond TPO Fleece
sc-61 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 675
<tructural conc.ret’e Pol iso’ Insulation Fastening Plate 1.6 ft? Coverboard: Min. 0.5-inch DensDeck Prime, (RIBBON, 6-inch 0.c.) DASH DT (FULL) or :
v Concrete: Note 2 WB XFP HD, WB XFP HD Plus or EcoStorm VSH ’ " | HydroBond WB
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) T W (Op ) ver(s) Flexible DASH or WeatherBond TPO Fleece
5C-62 33 steel or min. 2,500 psi | Polyiso, WB XFP Insulation Fastener with Lper | insulation Flexible DASH DT / Flexible DASH or Flexible | -67.5
structural conc.ret’e Pol iso’ Insulation Fastening Plate 1.6 ft" “NGEETBRard: Q0. 5-inch SECUROCK (RIBBON, 6-inch o.c.) | DASH DT (FULL) ‘
Y Concrete: Note 2 Gypsum-Fiber Roof Board ’ -
. Insulation: (Optional) Additional layer(s) base WeatherBi TPO FI
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond . # (Opti ) ” ver(s) Flexible DASH or eat. erBond PO ec-?-ce
sc63 33 steel or min. 2.500 psi Polviso. WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 75.0
AR conc;eée p p0|yiso’ Insulation Fastening Plate 1.6 ft? Coverboard: Min. 1-inch WB XP Polyiso, WB (RIBBON, 6-inch 0.c.) DASH DT (FULL) or .
\ Concrete: Note 2 XFP Polyiso ’ o HydroBond WB
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP 1 per Min. 1.0-inch base insulation or minimum 2 Flexible DASH or WeatherBond TPO Fleece
SC-64 33 steel or min. 2,500 psi Polyiso, WB XFP Note 2 1 (?ftz inch.W.B XEP HD Composite Flexible DASH DT / Flexible DASH or Flexible -82.5
structural concrete Polyiso ' P (RIBBON, 6-inch o.c.) DASH DT (FULL)
. Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade | Min. 1.5-inch W xp | Steel: WeatherBond Insulation: (Optional) ver(s) Flexible DASH or WeatherBond TPO Fleece
SC-65 33 steel or min. 2,500 psi Polyiso, WB XFP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 825
structural conc;'et’e Pol iso’ Insulation Fastening Plate 1.3 ft? Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) DASH DT (FULL) or '
v Concrete: Note 2 XFP HD Plus or EcoStorm VSH HydroBond WB
. Insulation: (Optional) Additional layer(s) base WeatherBi TPO FI
Min. 22 ga., type B, Grade Min. 2-inch WB XP S WeatherBond ) K N (Op ) ver(s) Flexible DASH or eat. erBond TPO ec-?-ce
SC-66 33 steel of min. 2.500 psi Polvido, WB XFP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 825
structural conc;’etle p Polyiso, Insulation Fastening Plate 1.0ft> | Coverboard: Min. 1-inch WB XP Polyiso, WB (FULL) DASH DT (FULL) or ’
\/ Concrete: Note 2 XFP Polyiso HydroBond WB
. Insulation: (Optional) Additional layer(s) base WeatherBond TPO Fl
Min. 22 ga., type B, Grade | Min. 2-inch WB XP Steel: WeatherBond Insulation: {Optional) ver(s) Flexible DASH or eatherson eece
sc.67 33 steel or min. 2500 psi Polviso. WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 825
T P yiso, Insulation Fastening Plate 1.0 ft* | Coverboard: Min. 0.5-inch DensDeck Prime, DASH DT (FULL) or ’

HydroBond WB
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

TABLE 28: STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s)
System Deck o - v Roof Cover MDP
No. (Note 1) T BB Attac T ac (Note 15) sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8)
. Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) M (Optional) itional layer(s) base Flexible DASH or WeatherBond TPO Fleece
SC-68 33 steel or min. 2,500 psi | Polyiso, WB XFP Insulation Fastener with 1per | insulation Flexible DASH DT / Flexible DASH or Flexible | -82.5
structural conc;'etle Pol iso, Insulation Fastening Plate 10ft* | Coverboard: Min. 0.5-inch SECUROCK (FULL) DASH DT (FULL) .
Y Concrete: Note 2 Gypsum-Fiber Roof Board
. Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) M (Optional) itional layer(s) base Flexible DASH or WeatherBond PO Flegce
SC-69 80 steel or min. 2.500 psi Polviso. WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 90.0
et conc'ret'e p Polyiso' Insulation Fastening Plate | 1.3ft*> | Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) DASH DT (FULL) or :
v Concrete: Note 2 XFP HD Plus or EcoStorm VSH HydroBond WB
. Insulation: (Optional) Additional layer(s) base WeatherBi TPOFI
Min. 22 ga., type B, Grade | Min. 2-inch WB XP Steel: WeatherBond Insulation: (Optional) Additi yer(s) Flexible DASH or eatherBond TPO Fleece
SC-70 80 steel or min. 2.500 psi Polviso. WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 1125
<tructural conc.ret’e p Polyiso’ Insulation Fastening Plate 1.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime, (FULL) DASH DT (FULL) or :
Y Concrete: Note 2 WB XFP HD, WB XFP HD Plus or EcoStorm VSH HydroBond WB
. Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) M (Optional) ftional layer(s) base Flexible DASH or WeatherBond TPO Fleece
sc-71 80 steel or min. 2,500 psi | Polyiso, WB XFP Insulation Fastener with Lper | insulation Flexible DASH DT / Flexible DASH or Flexible | -112.5
structural conc.ret’e Pol iso’ Insulation Fastening Plate 1.0t “NGEETBgard: Q0. 5-inch SECUROCK (FULL) DASH DT (FULL) ‘
Y Concrete: Note 2 Gypsum-Fiber Roof Board
. Insulation: (Optional) Additional layer(s) base WeatherB: TPO FI
Min. 22 ga., type B, Grade Min. 2-inch WB XP Steel: WeatherBond ) L (Opti ) " ver(s) Flexible DASH or eat. erBond TPO ec-?-ce
572 80 steel or min. 2.500 psi Polviso. WB XEP Insulation Fastener with 1 per insulation Flexible DASH DT / Flexible DASH or Flexible 135.0
o] conc,le{e p p0|yiso’ Insulation Fastening Plate 1.0 ft2 Coverboard: Min. 1-inch WB XP Polyiso, WB (FULL) DASH DT (FULL) or X
v Concrete: Note 2 XFP Polyiso HydroBond WB
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SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck - - v MDP
No. (Note 1) asteney Attac ac o
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) LB LG
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
SureMB 90 Base,
_ Min. 2-inch | Steel: WeatherBond Insulation: (Optional) Additional layer(s) base | Flexible DASH | SureMB 90 Poly Base or | L eatherBond TPO
Min. 22 ga., type B, Grade Insulation Fastener X X ) Fleece / Flexible
h ) WB XP ) ) 1 per insulation or Flexible SureMB 120 Poly Base / ) "
SC-73 33 steel or min. 2,500 psi R with Insulation ) . . X DASH or Flexible -45.0
Polyiso, WB B 4.0 ft Coverboard: Min. 0.5-inch DensDeck Prime or DASH DT US Ply Duraflex 901
structural concrete . Fastening Plate D —— ’ - DASH DT (RIBBON,
XFP Polyiso | concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board (RIBBON) Premium SBS Modified 12-inch o.c.)
Adhesive h
) Min. 2-inch | Steel: WeatherBond Insulation: (Optional) Additional layer(s) base Flexible DASH WeatherBon.d PO
Min. 22 ga., type B, Grade Insulation Fastener P . Fleece / Flexible
h ) WB XP ) ) 1per | insulation or Flexible SureMB 90TG or 120TG . *
SC-74 33 steel or min. 2,500 psi ; with Insulation 2 ) . Y ) DASH or Flexible -45.0
Polyiso, WB E ina Pl 4.0 ft Coverboard: Min. 0.5-inch DensDeck Prime or DASH DT / torch-applied
structural concrete . astening Plate =eaed e \ DASH DT (RIBBON,
XFP Polyiso | concrete: Note 2 SECUROCK Gypsum-Fiber Roof Board (RIBBON) 12-inch o.c)
. Min. 2-inch | Steel: WeatherBond Insulation: (Optional) Additional layer(s) base FIeXIbI? DASH WeatherBon.d TPO
Min. 22 ga., type B, Grade Insulation Fastener . N or Flexible Fleece / Flexible
A ) WB XP ) ) 1 per insulation SureMB 90TG or 120TG .
SC-75 33 steel or min. 2,500 psi Polviso. WB with Insulation 1.6 f2 C board: Min. 0.5-inch DensDeck Pri DASH DT / torch-applied DASH or Flexible -75.0
structural concrete XFPyPol’ ico Fastening Plate ' 75228;32:(6 n- .F-.lbnc R er;sB ecd rmeor | (RIBBON, 6- pp DASH DT (RIBBON, 6-
v Concrete: Note 2 VP P! Blar inch o.c.) inch o.c.)
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
Min. 2-inch | Steel: WeatherBond Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade n. ~-ine Insulation Fastener K X Op ) ver(s) WeatherBond TPO
K . WB XP : : 1 per insulation SureMB 90TG or 120TG
SC-76 33 steel or min. 2,500 psi R with Insulation v, . . i Hot asphalt X AC Fleece / WB-CAA -45.0*
Polyiso, WB | . ctening Plat 4.0 ft Coverboard: Min. 0.25-inch DensDeck Prime / torch-applied
structural concrete . astening Plate e X or hot asphalt
XFP Polyiso | concrete: Note 2 or SECUROCK Gypsum-Fiber Roof Board
Insulation: (Optional) Additional | b
Min. 22 ga., type B, Grade Min. 2-inch .nsu a .|on (Optional) itional layer(s) base WeatherBond TPO
sc-77 33 steel or min. 2,500 psi | o XP Note 2 Lper | insulation Hot asphalt SureMB 90TG or120TG | ) rloece /WB-CAA | -60.0
T P Polyiso, WB 1.6 ft2 Coverboard: Min. 0.25-inch DensDeck Prime P / torch-applied '
structural concrete . P R or hot asphalt
XFP Polyiso or SECUROCK Gypsum-Fiber Roof Board
: i Steel: WeatherBond :
Min. 22 ga., type B, Grade Min. 2-inch Insulation Fastener Insulation: (Optional) Additional layer(s) base Flex'bl? DASH WeatherBond TPO
A ) WB XP \ ) 1 per B " or Flexible SureMB 90TG or 120TG "
SC-78 33 steel or min. 2,500 psi i with Insulation ) insulation X AC Fleece / WB-CAA -45.0
Polyiso, WB Fastening Plat 4.0 ft . . X DASH DT / torch-applied
structural concrete . astening Flate Coverboard: Min. 0.25-inch DensDeck Prime or hot asphalt
XFP Polyiso | concrete: Note 2 =NERREE (RIBBON)
Min. 1.5- . . . Flexible DASH
in. . Insulation: (Optional) Additional layer(s) base
Min. 22 ga, type B, Grade | ;1) 5 xp 1per | nsulation: (Optional) Additional layer(s) or Flexible SureMB 907G or 1207G | /eatherBond TPO
SC-79 33 steel or min. 2,500 psi . Note 2 R insulation X AC Fleece / WB-CAA -45.0*
structural concrete Polyiso, WB 321t C board: Min. 0.25-inch DensDeck Pri DASH DT / torch-applied or hot asphalt
XEP Polyiso overboard: Min. 0.25-inch DensDeck Prime (RIBBON) p
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast n e MDP
No. (Note 1) T astener — T ac Base Pl Top PI (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8) ase Fly op Fly
Min. 2-inch Steel: WeatherBond
Min. 22 ga., type B, Grade WB .XP Insulation Fastener 1 ver Insulation: (Optional) Additional layer(s) base B MVB 90TG or 120TG WeatherBond TPO
SC-80 33 steel or min. 2,500 psi Polviso. WB with Insulation 4 (;)ftz insulation OB500 / torch-applied AC Fleece / WB-CAA -45.0*
structural concrete XFPyP Il ) Fastening Plate ' Coverboard: Min. 0.25-inch DensDeck Prime PP or hot asphalt
olyiso Concrete: Note 2
Min. 22 ga., type B, Grade :\:LEVIV:XP 1 per Insulation: (Optional) Additional layer(s) base SureMB 90TG or 120TG WeatherBond TPO
sc-81 33 steel or min. 2,500 psi | ' EN | Note 2 5 (;)?tz insulation 0B500 /“t;ch_a “eg AC Fleece / WB-CAA | -45.0*
structural concrete XFPyPoI’yiso ' Coverboard: Min. 0.25-inch DensDeck Prime pp or hot asphalt
) Min. 2-inch Insulation: (Optional) Additional layer(s) base
Min. 22 ga., type B, Grade |\ oy 1per | insulation OBS500, 6-inch | SureMB 90TG or 120TG | VeatherBond TPO
SC-82 33 steel or min. 2,500 psi . Note 2 2 i . \ ) AC Fleece / WB-CAA -60.0
Polyiso, WB 1.6 ft Coverboard: Min. 0.25-inch DensDeck Prime o.c. / torch-applied
structural concrete . T A or hot asphalt
XFP Polyiso or SECUROCK Gypsum-Fiber Roof Board

TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck o " Primer VR - e Roof Cover MDP
No. (Note 1) SRl Attac ac ac (Note 15) (psf)
Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Type (Notes 6,7,8)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
Min. 0.5-inch . . .
i Insulation: (Opt 1) Addit | i
Min. 22 DensDeck Prime . Min. 1.5- Flexible Insulation: ( .p |ona.) tiona Flexible WeatherBond
. R CAV- VapAir Seal X DASH or layer(s) base insulation DASH or
ga., type B, | or min. 0.625-inch 1 per inch WB XP . . . . TPO / CAV-GRIP
SC-83 Note 2 , | GRIP 725TR, self- : Flexible Coverboard: Min. 0.25-inch Flexible -45.0*
Grade 33 SECUROCK 2.0 ft ) . Polyiso, WB ST Il AP, LVOC BA
X Primer adhering X DASH DT DensDeck Prime or SECUROCK DASH DT
steel Gypsum-Fiber XFP Polyiso X or WB-TPO-BA
(RIBBON) Gypsum-Fiber Roof Board (RIBBON)
Roof Board
Min. 22 :Ir\]/;ig:;aor:ond SureMB 90TG Min. 1.5- EIZ;II-tI)ISr FDIAe\)S(ﬁlsr WeatherBond
ga., type B, | Min. 0.5-inch X 1 per or SureMB inch WB XP . (Optional) Additional layers base . TPO / CAV-GRIP
SC-84 . Fastener with , | None ) Flexible A A Flexible -45.0*
Grade 33 DensDeck Prime X 4.0 ft 120TG, torch- Polyiso, WB insulation Il AP or WB-
steel Ing/ation applied XFP Polyiso DASH DT DASH DT TPO-BA
Fastening Plate PP v (RIBBON) (RIBBON)
Min. 0.5-inch
Min. 22 DensDeck Prime . Min. 1.5- . . WeatherBond
ga., type B, | ormin. 0.625-inch 1per | AV VapAir Seal inchwa xp | Flexible (Optional) Additional layers base | " eXiPle TPO / CAV-GRIP
SC-85 Note 2 ) GRIP 725TR, self- . DASH . . DASH -52.5
Grade 33 SECUROCK 2.0 ft Primer adherin Polyiso, WB (RIBBON) insulation (RIBBON) Il AP, LVOC BA
steel Gypsum-Fiber & XFP Polyiso or WB-TPO-BA
Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck . . Roof Cover MDP
No. (Note 1) e Fasten Attach Primer Vapor Barrier e Attach S Attach (Note 15) of
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) yp (Notes 6,7,8)
Flexible .
Min. 22 :’:fj:;g:md SureMB90TG | Min. 1.5- DASH or Elf\)s(ﬁlsr WeatherBond
SC-86 ga., type B, | Min. 0.5-inch Fastener with 1 per None or SureMB inch WB XP | Flexible (Optional) Additional layer(s) Flexible TPO / CAV-GRIP 67.5
Grade 33 DensDeck Prime - 1.6 ft? 120TG, torch- Polyiso, WB | DASH DT base insulation Il AP, LVOC BA ’
steel Insulation applied XFP Polyiso | (RIBBON, 6- DASH DT or WB-TPO-BA
Fastening Plate PP v . ' (RIBBON)
inch o.c.)
Flexible Insulation: (Optional) Additional
| base insulati i
Min. 22 :’::j:;g:"”d SureMB90TG | Min.1.5- | DASH or gyer(;) aze ,'\:?u 2 '2°5n . Qféfffr WeatherBond
scgy | €2 typeB, | Min.0.5-inch Eastener with lper |\ or SureMB inch WBXP | Flexible ConsSeck Prime 'SE(;'S;OCK Floxible TPO/CAV-GRIP | .
Grade33 | DensDeck Prime _ 1.6t 120TG, torch- | Polyiso, WB | DASH DT ensveck frime or lll AP, LVOC BA '
steel Insulation applied XFP Polyiso | (RIBBON, 6- | SYPsum-Fiber Roof Board or DASH DT or WB-TPO-BA
Fastening Plate inch o.c )’ min. 0.5-inch WB XFP HD, WB (RIBBON)
4 XFP HD Plus or EcoStorm VSH
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
WeatherBond
Min. 0.5-inch
. . (Optional) Flexible . . . Flexible TPO Fleece /
. h Insulation: (Optional) Addit I :
'V;'”tzze . Ef"msi'zegkszr_r"’_?:ch Loer | CAV- VapAir Seal Min. 1.5- | DASH or % S(e iisljlr;?ciln Hona pAsH or Flexible DASH
SC-88 ér;dzp_%?, ! SECUR-OC-K Note 2 ) (g)ftl GRIP 725TR, self- inch WB XP | Flexible Cy board: Min. 2-inch WB XEP Flexible or Flexible -45.0*
aroel evheum-Fiber : Primer | adhering Polyiso, WB | DASH DT F&A;t in. £-inc DASH DT DASH DT
stf o XFP Polyiso | (RIBBON) omposite (RIBBON) (RIBBON, 12-
inch o.c.)
_ ] WeatherBond
. Min. O.S—mCh . Flexible Insulation: (Optional) Additional Flexible TPO Fleece /
Min. 22 DensDeck Prime X Min. 1.5- TR . .
a., type B or min. 0.625-inch 1 per CAV- VapAir Seal inch WB XP DASH or layer(s) base insulation DASH or Flexible DASH
SC-89 gr;de 33 ’ SECUR.OC.K Note 2 5 0ft2 GRIP 725TR, self- Polviso, WB Flexible Coverboard: Min. 0.25-inch Flexible or Flexible -45.0*
steel Gypsum-Fiber ’ Primer adhering XFPyPollyiso DASH DT DensDeck Prime or SECUROCK DASH DT DASH DT
Roof Board (RIBBON) Gypsum-Fiber Roof Board (RIBBON) (RIBBON, 6-inch
o.c.)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
. Min. 0.5—|nch ) Flexible Insulation: (Optional) Additional Flexible WeatherBond
Min. 22 DensDeck Prime . Min. 1.5- TR . DASH or
. R CAV- VapAir Seal X DASH or layer(s) base insulation . TPO Fleece /
ga., type B, | or min. 0.625-inch 1 per inch WB XP . . . Flexible . N
SC-90 Note 2 2 GRIP 725TR, self- . Flexible Coverboard: Min. 0.5-inch WB Flexible DASH -45.0
Grade 33 SECUROCK 2.0 ft . X Polyiso, WB [ —— DASH DT .
steel Gypsum-Fiber Primer adhering XEP Polyiso DASH DT XFP HD, WB XFP HD Plus or (RIBBON, 6- or Flexible
(RIBBON) EcoStorm VSH . ‘ DASH DT (FULL)
Roof Board inch o.c.)
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Base Insulation Layer Top Insulation Layer(s)
System Deck P s Primer AT TE, e o Roof Cover MDP
No. (Note 1) T cEL Attac T 3¢ T ac (Note 15) (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8) ype (Notes 6,7,8)
WeatherBond
Min. 22 WeathferBond SureMB 90TG Min. 1.5- Flexible Flexible TPO.FIeece/
. . Insulation . DASH or . " DASH or Flexible DASH
ga., type B, | Min. 0.5-inch . 1 per or SureMB inch WB XP . (Optional) Additional layers base . X "
SC91 Grade 33 DensDeck Prime Fastener with 4.0 ft? None 120TG, torch- | Polyiso, WB Flexiblg insulation Flexible or Flexible 450
steel Insulation ’ a “eé XFPyPoll iso DASH DT DASH DT DASH DT (FULL)
Fastening Plate PP v (RIBBON) (RIBBON) or HydroBond
WB
X Min. 0.5-|nch . Insulation: (Optional) Additional WeatherBond
Min. 22 DensDeck Prime ) Min. 1.5- . .o . .
a. tvpe B or min. 0.625-inch 1 per CAV- VapAir Seal inch WB XP Flexible layer(s) base insulation Flexible TPO Fleece /
sco2 | & WPED - Note 2 Per | Grip 725TR, self- _ DASH Coverboard: Min. 0.25-inch DASH Flexible DASH | -52.5
Grade 33 SECUROCK 2.0ft . X Polyiso, WB . TN .
steel Gvosum-Fiber Primer adhering XEP Polviso (RIBBON) DensDeck Prime or SECUROCK (RIBBON) or Flexible
P 4 Gypsum-Fiber Roof Board DASH DT (FULL)
Roof Board
Flexible WeatherBond
Min. 22 WeatherBond SureMB90TG | Min.1.5- | DASH or Flexible TPO Fleece /
. . Insulation . . . " DASH or Flexible DASH
ga., type B, | Min. 0.5-inch ) 1 per or SureMB inch WB XP | Flexible (Optional) Additional layer(s) . )
SC-93 . Fastener with , | None . . ) Flexible or Flexible -67.5
Grade 33 DensDeck Prime X 1.6 ft 120TG, torch- Polyiso, WB | DASH DT base insulation
steel Insulation applied XFP Polyiso | (RIBBON, 6- DASH DT DASH DT (FULL)
Fastening Plate PP 14 ) ! (RIBBON) or HydroBond
inch o.c.)
WB
Flexible Insulation: (Optional) Additional WeatherBond
X1 . .
| b. lat i
Min. 22 WeatherBond SureMB90TG | Min.1.5- | DASHor ayer(s) base insulation Flexible TPO Fleece /
) ) Insulation . . Coverboard: Min. 0.25-inch DASH or Flexible DASH
ga., type B, | Min. 0.5-inch . 1 per or SureMB inch WBXP | Flexible — . X
SC-94 - Fastener with > | None ) DensDeck Prime or SECUROCK Flexible or Flexible -67.5
Grade 33 DensDeck Prime X 1.6 ft 120TG, torch- Polyiso, WB | DASH DT X
steel Insulation aoplied XEP Polyiso | (RIBBON, 6- Gypsum-Fiber Roof Board or DASH DT DASH DT (FULL)
Fastening Plate PP Y inch 0.c) min. 0.5-inch WB XFP HD, WB (RIBBON) or HydroBond
- XFP HD Plus or EcoStorm VSH ;)
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁtta::‘ (Note 15) (psf)
_‘ ote !
WEATHERBOND TPO MEMBRANE APPLICATIONS:
scos ?'g';é:l iar';:%pzzo%ragf Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.25-inch DensDeck Isr:‘:jllaz\cl) ia::tr:;:g LT::e'am” Fas' " " Lper | WeatherBond TPO / CAV-GRIPIIl |
T P Polyiso Prime . 3.2ft2 | AP, LVOC BA or WB-TPO-BA ’
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with
. R Min. 1.5-inch WB XP Polyiso, WB XFP . . . ) ; 1 per WeatherBond TPO / CAV-GRIP IlI
- 33 steel . 2,500 ! Min. 0.5-inch DensDeck P Insulation Fast Plat -30.0*
SC-96 steel or min. 2,500 psi | 50 in. 0.5-inch DensDeck Prime | Insulation Fastening Plate 53ft2 | AP, LVOC BA or WB-TPO-BA 30.0
structural concrete Concrete: Note 2
. Steel: InsulFast with ACCUTRAC Fastening
.97 ?'\g':'tj; i":';mpzioiragf Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD, WB | Plate Lper | WeatherBond TPO / CAV-GRIPIII | o .
| o P Polyiso, loose laid XFP HD Plus or EcoStorm VSH Concrete: WeatherBond HD 14-10 or CD-10 4.0 ft? AP or WB-TPO-BA ’
structural concrete with ACCUTRAC Insulation Fastening Plate
. . . . . ) WeatherBond TPO / Aqua Base
Ssc-08 Min. 22 ga., type B, Grade Min. 1.5-inch th|<?k, o.ne or more . Min 7/16-inch APA or TECO Teot sie T e er 1 perZ 120, CAV-GRIP Il AP or WB-TPO- 37.5%
33 steel layers, any combination, loose laid rated OSB 3.2 ft BA
Min. 22 ga. B
$SC.99 33”;teeli?' ;r:i\;pez S'O%ragf (Optional) One or more layers, any Min. 1-inch ACFoam Il or N 1 per WeatherBond TPO / Aqua Base 37.5%
" P combination, loose laid ENRGY 3 1.6 ft? 120 or WB-TPO-BA ’
structural concrete
Min. 22 ga., type B, Grade |\ 4 o in ch thick, one or more Min 0.25-inch SECUROCK lper | WeatherBond TPO / CAV-GRIP III
SC-100 33 steel or min. 2,500 psi o . X Note 2 R -37.5%
layers, any combination, loose laid Gypsum-Fiber Roof Board 2.7 ft AP or LVOC BA
structural concrete
Min. 22 ga. B
sc-101 33”;teel iar ;:i\:]pez éo%ragie Min. 1.5-inch thick, one or more Min. 0.5-inch WB XFP HD, WB Note 2 1 per WeatherBond TPO / CAV-GRIP Il 37.5%
T P layers, any combination, loose laid XFP HD Plus or EcoStorm VSH 2.7 ft2 | AP, LVOC BA or WB-TPO-BA ’
structural concrete
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO / Aqua Base
SC-102 | 33 steel or min. 2,500 psi :\:”;r :: r:”cc:;:‘l')cl:a E’;‘; "ILCTSZFEI g z'”so'is_ F'I’:ehr f{ict;f gg;'; Note 2 217”?;2 120, CAV-GRIP Ill AP, LVOC BA or | -37.5*
structural concrete yers, any ! ypsu ’ WB-TPO-BA
Min. 0.25-inch SECUROCK
Min. 22 ga. B Min. 0.5-i hick, i i 1
SC-103 in ga., type B, Grade in. 0.5-inch t |c' ,qne or more. Ultralight Coated Glass-Mat InsuIFAST Fastener with SecurFAST Insulation perz WeatherBond TPO / WB-TPO-BA 37.5%
33 steel layers, any combination, loose laid Fastening Plate 2.7 ft
Roof Board
. Steel: InsulFast with SecurFast Insulation
Min. 22 ga., t B, Grad WeatherBond TPO / A B
. 2283, yPe B, Bra%€ | \tin. 2-inch thick, one or more Min 0.5-inch SECUROCK Fastening Plate 1 per eatherton / Aqua Base
SC-104 33 steel or min. 2,500 psi L. . R 120, CAV-GRIP Il AP, LVOC BA or -37.5%
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 5.3 ft? WB-TPO-BA
structural concrete with SecurFast Insulation Fastening Plate - :
Min. 22 ga., type B, Grade |\ ) o i b \wB xP Polyiso, WB XFP | Min. 0.625-inch DensDeck Steel: WeatherBond Insulation Fastener with 1per | WeatherBond TPO / CAV-GRIP IIl
SC-105 33 steel or min. 2,500 psi R X Insulation Fastening Plate N -37.5%
Polyiso Prime . 5.3 ft AP, LVOC BA or WB-TPO-BA
structural concrete Concrete: Note 2

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC
WeatherBond TPO Roof Systems; (717) 245-7264
TOP OF APPENDIX

PEER-WB-003.A.R7 for FL18727-R7 (NON-HVHZ)
Revision 7: 09/14/2026
Appendix 1, Page 31 of 91



TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁtta::‘ (Note 15) (psf)
! ote [
Min. 0.625-inch SECUROCK OMG #12 Standard, OMG #14 Heavy Duty,
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more K OMG XHD, OMG #12 Roofgrip, OMG #14 1 per
- Ultralight Coated Glass-Mat ) S . -TPO- -45.0*
5C-106 33 steel layers, any combination, loose laid r? '8 doa ed Blass-Via Roofgrip or OMG #15 Roofgrip with OMG 3 in. 5.3 ft? WeatherBond TPO / WB-TPO-BA 450
Roof Boar Galvalume Steel Plate
. . . . Min. 0.5-inch SECUROCK \ .
SC-107 Min. 22 ga., type B, Grade Min. 0.5-inch th|<.:k, one or more Ultralight Coated Glass-Mat InsulFAST Fastener with SecurFAST Insulation 1 pel’2 WeatherBond TPO / WB-TPO-BA _45.0%
33 steel layers, any combination, loose laid Roof Board Fastening Plate 4.0ft
. Steel: InsulFast with SecurFast Insulation
Min. 22 ga. B WeatherB TPO /A B
in. 22 ga,, type B, Grade |\ 5 i1 b thick, one or more Min 0.25-inch SECUROCK Fastening Plate 1 per eatherBond TPO / Aqua Base
SC-108 33 steel or min. 2,500 psi L. . . 2 120, CAV-GRIP Il AP, LVOC BA or -45.0*
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 3.2 ft WB-TPO-BA
structural concrete with SecurFast Insulation Fastening Plate - :
Min. 0.25-inch SECUROCK OMG #12 Standard, OMG #14 Heavy Duty,
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more K OMG XHD, OMG #12 Roofgrip, OMG #14 1 per N
SC-109 33 steel layers, any combination, loose laid Ultralight Coated Glass-Mat Roofgrip or OMG #15 Roofgrip with OMG 3 in. 322 WeatherBond TPO / WB-TPO-BA 45.0
Roof Board Galvalume Steel Plate
Min. 0.5-inch SECUROCK
Min. 22 ga. B Min. 1.5-inch thick, . i i 1
SC-110 in ga., type B, Grade in. 1.5-inch t I<? , qne or more . Ultralight Coated Glass-Mat WeathFrBond HPW Fastener with Insulation perZ WeatherBond TPO / WB-TPO-BA _45.0%
33 steel layers, any combination, loose laid Roof Board Fastening Plate 3.2 ft
Min. 22 ga., type B, Grade ) ) ) ) . WeatherBond TPO / Aqua Base
sC111 | 33steel or min. 2,500 psi | Min- 1:5-inch thick, one or more. PRI NGIRGERROCK Note 2 L1Per 1 150, CAV-GRIP 11 AP, LVOC BA or | -45.0*
structural concrete layers, any combination, loose laid Gypsum-Fiber Roof Board 2.0 ft WB-TPO-BA
. Steel: InsulFast with SecurFast Insulation
Min. 22 ga., type B, Grade |\ i1 thick, one or more Min 0.375-inch SECUROCK Fastening Plate 1per | WeatherBond TPO/ Aqua Base
SC-112 33 steel or min. 2,500 psi . . . 2 120, CAV-GRIP Il AP, LVOC BA or -45.0*
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 4.0 ft w 0-BA
structural concrete with SecurFast Insulation Fastening Plate B-TPO-B
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with
Min. 1.5-inch th . R 1 WeatherB TP AV-GRIP 11l
sc113 | 33 steel or min. 2,500 psi in. 1.5-inch thick, one ormore |y, o 5 jnch DensDeck Prime | Insulation Fastening Plate per | WeatherBond TPO / CAV-G -45.0%
layers, any combination, loose laid . 4.0 ft AP, LVOC BA or WB-TPO-BA
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade ) ) ) ) . WeatherBond TPO / Aqua Base
sc-114 33 steel or min. 2,500 psi :\:'Zr :Z’r:"cc:::‘t')cl:a :Zi "lgz‘szral X g"'”s(;';oF'iT;hr ;iitfj Egacr'z Note 2 31 ;?tl; 120, CAV-GRIP IIl AP, LVOC BA or | -45.0%
structural concrete veggany ! P ' WB-TPO-BA
. Steel: InsulFast with SecurFast Insulation
Min. 22 ga., t B, Grad WeatherBond TPO / A B
- 22 83, YPE B, Bra%e | \pin 2-inch thick, one or more Min 0.625-inch SECUROCK Fastening Plate 1 per eatherBond TPO / Aqua Base
SC-115 33 steel or min. 2,500 psi b . ) . R 120, CAV-GRIP Il AP, LVOC BA or -45.0*
tructural " layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 5.3 ft WB-TPO-BA
structural concrete with SecurFast Insulation Fastening Plate ke
Min. 22 ga., type B, Grade . ' . . . WeatherBond TPO / Aqua Base
. 1.5- .625- E 1
SC-116 | 33steel or min. 2,500 psi | MM 1-5-inch thick, one or more. Min 0.625-inch SECUROCK Note 2 PEr | 120, CAV-GRIP Ill AP, LVOC BA or | -45.0%
layers, any combination, loose laid Gypsum-Fiber Roof Board 4.0 ft
structural concrete WB-TPO-BA
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
. . . . . . WeatherBond TPO / Aqua Base
SC-117 Min. 22 ga., type B, Grade Min. 1.5-inch th|<_:k, qne or more . Min 7/16-inch APA or TECO Trufast SIP LD FasteRar 1 per2 120, CAV-GRIP Il AP or WB-TPO- 45.0%
33 steel layers, any combination, loose laid rated OSB 2.7 ft BA
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO / Aqua Base
sC-118 33 steel or min. 2,500 psi Min. 1.5-inch th|<?k, o.ne or more. Min 7/16-inch APA or TECO Note 2 1 perZ 120, CAV-GRIP Il AP or WB-TPO- -45.0%
layers, any combination, loose laid rated OSB 3.6 ft
structural concrete BA
Min. 22 ga., type B, Grade . . . . WeatherBond TPO / Aqua Base
SC-119 33 steel or min. 2,500 psi (Optl(?nal? One or mo.re layers, any Min. 1 |n.ch WB XP Polyiso, WB Wotc 1 per2 120, CAV-GRIP Ill AP, or WB-TPO- | -45.0%
combination, loose laid XFP Polyiso 1.6 ft
structural concrete BA
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 1.5-inch ACFoam Il, WB 1 per WeatherBond TPO / Aqua Base
SC-120 33 steel or min. 2,500 psi cor’:\bination loose laid Yers, any XP Polyiso, WB XFP Polyiso, Note 2 ) (’))ftz 120, CAV-GRIP IIl AP, or WB-TPO- -45.0*
structural concrete ! ENRGY 3 ' BA
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga., type B, Grade . . . . A ; WeatherBond TPO / Aqua Base
.1.5- Fast Insul F Pl
sc121 33 steel or min. 2,500 psi (Optlc?nal? One or mo.re layers, any Min. 1.5 mch WB XP Polyiso, SecurFast Insulation Fastening Plate 1 perZ 120, CAV-GRIP Il AP, LVOC BA or -45.0*
| combination, loose laid WB XFP Polyiso Concrete: WeatherBond HD 14-10 or CD-10 3.2 ft
structural concrete with SecurFast Insulation Fastening Plate WB-TPO-BA
SC-122 ?’:/_l::.t::I i{:.;‘:iy;pezBéO%rat:ie (Optional) One or more layers, any Min. 1.5-inch WB XFP HD Yo 1 per WeatherBond TPO / CAV-GRIP Il -45.0%
T P combination, loose laid Composite 2.0 ft2 AP, LVOC BA or WB-TPO-BA '
structural concrete
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min. 2.0-inch ACFoam Il, WB 1 per WeatherBond TPO / Aqua Base
SC-123 33 steel or min. 2,500 psi corF:'\bination loose laid Yers, any XP Polyiso, WB XFP Polyiso, Note 2 4 (’))ftz 120, CAV-GRIP Il AP, or WB-TPO- -45.0*
structural concrete ! ENRGY 3 ' BA
sC-124 ?'\,/;:'ts; i?';:z]pzioiragie (Optional) One or more layers, any Min. 2.0-inch WB XFP HD Note 2 1 per WeatherBond TPO / CAV-GRIP Il -45.0%
T P combination, loose laid Composite 4.0 ft? AP, LVOC BA or WB-TPO-BA '
structural concrete
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga. B
SC125 40”;teel iar ;rfifqpez éo%ragie (Optional) One or more layers, any Min. 1.5-inch WB XP Polyiso, SecurFast Insulation Fastening Plate 1 per WeatherBond TPO / CAV-GRIP Il 45.0
| T P combination, loose laid WB XFP Polyiso Concrete: WeatherBond HD 14-10 or CD-10 2.0ft2 | AP or WB-TPO-BA ’
structural concrete with SecurFast Insulation Fastening Plate
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga. B
126 33”;teel iz: ;nti‘;pez S'oGoragie Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD, WB | ACCUTRAC Fastening Plate Lper | WeatherBond TPO / CAV-GRIPIIl | .
| T P Polyiso, loose laid XFP HD Plus or EcoStorm VSH Concrete: WeatherBond HD 14-10 or CD-10 2.9ft2 | AP or WB-TPO-BA ’
structural concrete with ACCUTRAC Fastening Plate
in. 22 ga. B . Y . . .
127 3M3|2tee| ga. ype éocgagf Min. 1.5-inch thick, one or more Min. 0.5-inch WB XFP HD, WB | Lper | WeatherBond TPO / CAV-GRIPIII |
structural conc.ret’e P layers, any combination, loose laid XFP HD Plus or EcoStorm VSH 2.0 ft? AP, LVOC BA or WB-TPO-BA !
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁtta::‘ (Note 15) (psf)
! ote !
sc128 g@’;tsj iar"sttry:’cifr'afrade Min. 1.5-inch W8 XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HDPlus | Lper | WeatherBond TPO / CAV-GRIPIII | . .
concrete Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 4.0 ft? AP, LVOC BA or WB-TPO-BA !
12 2/'3';::' ii';;;:]p‘;%o%ragf Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.25-inch DensDeck ?::j:a:?:;a:setfri:d L’I‘::f“"” REeRith Lper | WeatherBond TPO / CAV-GRIPIII | .
T P Polyiso Prime € 1.8 ft> | AP, LVOC BA or WB-TPO-BA ’
structural concrete Concrete: Note 2
Min. 22 ga., type B Grad.e Min. 1.5-inch thick, one or more Min 7/16-inch APA or TECO 1 per WeatherBond TPO / Aqua Base
SC-130 33 steel or min. 2,500 psi o . Note 2 R -52.5
layers, any combination, loose laid rated OSB 19ft 120
structural concrete
131 2/'3';2; i":"stt:’lfcifr'afrade Min. 1.5-inch W8 XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD Plus | 1per | WeatherBond TPO / CAV-GRIP Il 600
concrete Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 1.8 ft2 AP, LVOC BA or WB-TPO-BA ’
Min. 22 ga., type B, Grade . . .
. X Min. 1.5-inch thick, one or more . . . 1 per WeatherBond TPO / CAV-GRIP Il
- . 5- Note 2 -60.
SC-132 33 steel or min. 2,500 psi layers, any combination, loose laid Min 0.5-inch DensDeck Prime ote 1.6 f2 AP or WB-TPO-BA 60.0
structural concrete
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga., type B Grad.e Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK SecurFast Insulation Fastening Plate 1 per WeatherBond TPO / Aqua Base
SC-133 33 steel or min. 2,500 psi S . . 120, CAV-GRIP Il AP, LVOC BA or -60.0
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 1.0 ft2 WB-TPO-BA
structural concrete with SecurFast Insulation Fastening Plate -TPO-
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with
. . Min. 1.5-inch WB XP Polyiso, WB XFP \ . . . . 1 per WeatherBond TPO / CAV-GRIP Il
P . ’ .0.5- Insulation Fast Plat -67.
SC-134 | 33steelormin. 2,500 psi | o)L MIRRD:S-ncRREMQeck Fime | Insulation Fastening Plate 18ft2 | AP, LVOC BA or WB-TPO-BA 673
structural concrete Concrete: Note 2
Min. 0.5-inch SECUROCK OMG #12 Standard, OMG #14 Heavy Duty,
Min. 22 ga., type B, Grade Min. 1.5-inch thick, one or more \ OMG XHD, OMG #12 Roofgrip, OMG #14 1 per
SC-135 33 steel layers, any combination, loose laid UItr?hght goated Glass-Mat Roofrip or OMG #15 Roofgrip with OMG 3 in. 13 fe2 WeatherBond TPO / WB-TPO-BA -67.5
Roof Boar Galvalume Steel Plate
Min. 22 ga. B
SC-136 33”;teel iar ;:i\:]pez éo%ragie Min. 1.5-inch thick, one or more Min 7/16-inch APA or TECO Note 2 1 per WeatherBond TPO / CAV-GRIP Il 75.0
T P layers, any combination, loose laid rated OSB 1.9ft2 | AP or WB-TPO-BA ’
structural concrete
Min. 22 ga., type B, Grade (Optional) One or more layers, an Min 2.0-inch ACFoam II, WB XP 1 per
5C-137 33 steel or min. 2,500 psi P2 re1aYers, any | polyiso, WB XFP Polyiso, Note 2 P WeatherBond TPO / WB-TPO-BA | -75.0
combination, loose laid 1.6 ft?
structural concrete ! ENRGY 3
in. 22 ga. B . . . .
SC.138 ?'Ygr;teel iar ;1:;:1’362 S,OGOra(Siie (Optional) One or more layers, any Min 2.0-inch WB XP Polyiso, Note 2 1 per WeatherBond TPO / CAV-GRIP Il 75.0
T P combination, loose laid WB XFP Polyiso 1.6ft2 | AP ’
structural concrete
Min. 22 ga., t B, Grad
135 | 33 ctool o P st | (Optional) One or more layers, any | Min. 2.0-inch W8 XFP HD Note 2 Lper | WeatherBond TPO / CAV-GRIPIII | _
T P combination, loose laid Composite 1.6 ft? AP, LVOC BA or WB-TPO-BA :
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with
SC-140 33 steel or min. 2,500 psi ';/2&510'5 inch WB XP Polyiso, WBXFP | /. 5 inch DensDeck Prime Insulaton Fastening Plate 11;‘;':2 X\ST\P/]SEB;:?):\F;\?B{ TCP/X BGAR'P M 750
structural concrete Concrete: Note 2
Min. 22 ga., type B, Grade |\ 4 o i b thick, one or more Min 0.5-inch SECUROCK lper | WeatherBond TPO / CAV-GRIP Ill
SC-141 33 steel or min. 2,500 psi S . ) Note 2 2 -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft AP or LVOC BA
structural concrete
142 ?'\g':t:ezl ii';ampez%o%ragf Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK A Lper | WeatherBond TPO / CAV-GRIPIII | .
T P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6ft2 | AP or WB-TPO-BA ’
structural concrete
Min. 22 ga., type B, Grade |\ 4 o i1 b thick, one or more Min 7/16-inch APA or TECO 1per | WeatherBond TPO / CAV-GRIP Ill
SC-143 33 steel or min. 2,500 psi S . Note 2 2 -82.5
layers, any combination, loose laid rated OSB 1.0ft AP
structural concrete
. . . . Min. 0.5-inch SECUROCK ) )
sC.144 Min. 22 ga., type B, Grade Min. 1.5-inch th|<.:k, qne or more . Ultralight Coated Glass-Mat WeathgrBond HPW Fastener with Insulation 1 pel’2 WeatherBond TPO / WB-TPO-BA 975
80 steel layers, any combination, loose laid Fastening Plate 1.0 ft
Roof Board
Min. 22 ga., type B, Grade . . . . .
SC-145 33 steel or min. 2,500 psi | M- 1-5-inch thick, one or more Min QES-INSREPA or TEeQ Note 2 LPer | \VeatherBond TPO / WB-TPO-BA | -97.5
layers, any combination, loose laid rated OSB 1.0ft
structural concrete
SC146 | 33 steclor i 2,600 ps | more s, amy compination oose | Mim 0625-inch SECUROCK | per | WeatherBond PO/ CAV-GRIPIIL | 1, o
o P . yers, any ! Gypsum-Fiber Roof Board 1.3ft2 | AP or WB-TPO-BA ’
structural concrete laid
147 2/'3';:: iz:';;;:]pi%o%ragf Min. 2-inch thick, one or more Min. 0.5-inch SECUROCK Note 2 Lper | WeatherBond TPO / CAV-GRIPIII | .-
T P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.3 ft? AP or WB-TPO-BA ’
structural concrete
sc.148 ?'\g':t:ezl i‘:';ttryfc‘ifr'afrade Min. 1.5-inch W8 XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HDPlus | Lper | WeatherBond TPO / CAV-GRIPIII | .
concrete Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 1.3 ft2 AP or WB-TPO-BA or LVOC BA ’
i i i -i I: WeatherB | lation F
Min. 22 ga., type B, Gradg (Opt-|onal) Min. 1 mch WB XP Min. 2-inch WB XEP HD St.ee eat' erBond n'su ation Fastener 1 per WeatherBond TPO / CAV-GRIP I
SC-149 80 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I . with Insulation Fastening Plate 2 -112.5
Composite 1.3 ft AP, LVOC BA or WB-TPO-BA
structural concrete or ENRGY 3 Concrete: Note 2
sc.150 g’g:tez:l ii';fx]pzioiragf Min. 1.5-inch thick, one or more Min. 2.0-inch WB XFP HD Note 2 Lper | WeatherBond TPO / CAV-GRIPIII | .-
o P layers, any combination, loose laid Composite 1.0 ft? AP, LVOC BA or WB-TPO-BA '
structural concrete
Min. 22 ga., type B, Grade \
! . (Optional) One or more layers, any . . . 1 per WeatherBond TPO / CAV-GRIP Il
- . - Note 2 -120.
SC-151 33 steel or min. 2,500 psi combination, loose laid Min 2-inch WB XFP Polyiso ote 1.0 22 AP or WB-TPO-BA 120.0
structural concrete
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer

NEmoO | etc.e

structural concrete

Concrete: Note 2

System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁtta::‘ (Note 15) (psf)
_‘ ote !
15 g@’;tsj iar';mpzzo%'a‘:f Min. 1.5-inch thick, one or more Min 0.5-inch SECUROCK Note 2 Lper | WeatherBond TPO / CAV-GRIPIIl |
T P layers, any combination, loose laid Gypsum-Fiber Roof Board 1.0ft> | AP or LVOC BA ’
structural concrete
Min. 22 ga., type B, Grade Min. 1.5-inch WB XP Polyiso, WB XFP Steel: WeatherBond Insulation Fastener with 1 per WeatherBond TPO / CAV-GRIP 11|
= in. i T ’ in 0.5-i i Insulation Fastening Plat -127.
SC-153 33 steel or min. 2,500 psi Polyiso Min 0.5-inch DensDeck Prime nsulation Fastening Plate 1.0f2 | AP, LVOC BA or WB-TPO-BA 127.5
structural concrete Concrete: Note 2
in. . i in. 1-i Steel: WeatherBond Insulation Fast
Min. 22 ga., type B, Grade | (Optional) Min. 1-inch W8 XP Min. 2-inch WB XP Polyiso or ecl: Teathersond Insulation Fastener | -y o | WweatherBond TPO / CAV-GRIP Ill
SC-154 33 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I ) with Insulation Fastening Plate R -127.5
WB XFP Polyiso 1.0ft AP or WB-TPO-BA
structural concrete or ENRGY 3 Concrete: Note 2
Min. 22 ga., type B, Grade (Optional) Min. 1-inch WB XP Steel: WeatherBond Insulation Fastener 1 er
SC-155 33 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I Min. 2-inch WB XFP Polyiso with Insulation Fastening Plate 1 (;thz WeatherBond TPO / LVOC BA -127.5
structural concrete or ENRGY 3 Concrete: Note 2 '
Min. 22 ga., type B, Grade . . .
. - | Min. 1.5-inch thick, _ . . 1 WeatherBond TPO / CAV-GRIP II|
SC-156 33 steel or min. 2,500 psi in. 1.5-inch thick, one or more Min. 2.0-inch WB XFP Polyiso | Note 2 per eatherBond TPO / CAV-G 1275
layers, any combination, loose laid 1.0ft AP or LVOC BA
structural concrete
in. . i in. 1-i Steel: WeatherBond Insulation Fastener
SC-157 E';/g:tjjl iz: ;r:i\:]pezBéo%ragie L?I)tilso; 21‘\1\)/2/I ;zplpg}c:l:v E\c):(:oam | Min"QagReNB XFERD with Insulation Fasteninl; Pllate Lper | WeatherBond TPO / CAV-GRIPIII | o)
- ~09p V1so, viso, Composite 1.0f | AP, LVOC BA or WB-TPO-BA :
structural concrete or ENRGY 3 Concrete: Note 2
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Min. 22 ga., type B, Grade . . ) ; WeatherBond TPO Fleece /
SC-158 33 steel or min. 2,500 psi (C?)E:L‘?:::o?]”fozrszzlrs layers, any \'\I\/IIEX:IEPS Fjgld;s\gls XP Polyiso, Note 2 31 ;?tl; Flexible DASH or Flexible DASH -45.0*
structural concrete ! v ’ DT (RIBBON, 12-inch o.c.)
Min. 22 ga., type B, Grade . . . . WeatherBond TPO Fleece /
SC-159 33 steel or min. 2,500 psi (C?)E:L‘?:leoanfozzgzﬁ layers, any )'\("F':Pfjlmlzg WBXP Polyiso, WB | .. 5 41 g?trz Flexible DASH or Flexible DASH -45.0*
structural concrete ! v ' DT (RIBBON, 12-inch o.c.)
Min. 22 ga., type B, Grade . . . WeatherBond TPO Fleece /
SC-160 33 steel or min. 2,500 psi (cgmcl’::go?‘"foz;;:s IR x)’:‘n 20;?:: WB XFP HD Note 2 41 (’;?trz Flexible DASH or Flexible DASH -45.0%
structural concrete ! P ’ DT (RIBBON, 12-inch o.c.)
Min. 22 ga., type B, Grade . R . WeatherBond TPO Fleece /
SC161 | 33steel or min. 2,500 psi | Min- 1:5-inch thick, one or more. Min 0.25-inch DensDeck Prime | Note 2 LPer 1 lexible DASH or Flexible DASH | -45.0%
layers, any combination, loose laid 2.0 ft .
structural concrete DT (RIBBON, 12-inch o.c.)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., type B, Grade . ! ) . . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
SC-162 | 33 steel or min. 2,500 psi 'F\,’(')'Iny'islcf inch WB XP Polyiso, WB XFP 2’:;;325 inch DensDeck Insulation Fastening Plate 31 P25 | Flexible DASH or Flexible DASH | -30.0*

DT (FULL) or HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) ﬁtta::‘ (Note 15) (psf)
_‘ ote !
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
SC-163 33 steel or min. 2,500 psi ':(')'I"'islo's inch WB XP Polyiso, WBXFP | /. 0 5 inch DensDeck Prime | Insulation Fastening Plate 513”";'; Flexible DASH or Flexible DASH -30.0*
structural concrete v Concrete: Note 2 ' DT (FULL) or HydroBond WB
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga., t B, Grad WeatherBond TPO Fl
sc16a 33”;tee| i‘: ;ni\;pez 5’00rasie Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD, WB | ACCUTRAC Fastening Plate 1 per Fl:sz:rD::H o FlexﬁizeD/ASH 300*
| -4 p Polyiso, loose laid XFP HD Plus or EcoStorm VSH Concrete: WeatherBond HD 14-10 or CD-10 4.0 ft? DT (FULL HydroBond WB ’
structural concrete with ACCUTRAC Fastening Plate (FULL) or HydroBon
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga. B WeatherB TPOFI
SC-165 33”;teel i?_ ;r:i\;pez S'O%ragf Min. 2-inch thick, one or more Min 0.5-inch SECUROCK SecurFast Insulation Fastening Plate 1 per FI:SI)I::):;: or IE)Iex?kflzeID/ASH 37.5%
| T P layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 5.3 ft? DT (FULL ’
structural concrete with SecurFast Insulation Fastening Plate (FULL)
Min. 22 ga., type B Grad.e Min. 1.5-inch thick, one or more Min. 0.5-inch WB XFP HD, WB 1 per WeaTtherBond PO FI(I-:-ece/
SC-166 33 steel or min. 2,500 psi lavers. anv combination. loose laid XFP HD Plus or EcoStorm VSH Note 2 272 Flexible DASH or Flexible DASH -37.5*%
structural concrete Yers, any ! ' DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . : WeatherBond TPO Fleece /
SC-167 | 33 steel or min. 2,500 psi (Cgr‘:k'ﬁ::gocr’]“fozrsgglrj layers, any \'\A"/'Q'XZF';’ Fjgld;s‘;vs XP Polyiso, | Nt 41(?:2 Flexible DASH or Flexible DASH | -45.0%
structural concrete ! Y ' DT (FULL) or HydroBond WB
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga. B WeatherB TPO FI
SC-168 33”;teel iar ;:i\:]pez éo%ragie (Optional) One or more layers, any Min. 1.5-inch WB XP Polyiso, SecurFast Insulation Fastening Plate 1 per FI:;:)I::)::: or ?Iex‘iekflzeD/ASH -45.0%
| T P combination, loose laid WB XFP Polyiso Concrete: WeatherBond HD 14-10 or CD-10 3.2 ft? DT (FULL '
structural concrete with SecurFast Insulation Fastening Plate (FULL)
Min. 22 ga., type B, Grade Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
. v 4 X (Optional) One or more layers, any . . . SecurFast Insulation Fastening Plate 1 per . )
SC-169 40 steel olr min. 2,500 psi combination, loose laid Min. 1.5-inch WB XP Polyiso Concrete: WeatherBond HD 14-10 of CD-10 20 f2 Flexible DASH or Flexible DASH -45.0
structural concrete with SecurFast Insulation Fastening Plate DT (FULL)
Min. 22 ga., type B, Grade ) \ , ) WeatherBond TPO Fleece /
| | Min. 1-inch WB XP Pol WB 1 R .
5C-170 33 steel or min. 2,500 psi (cgmci’::t?oinfozgzzi's IR 2 XF'Q Pol"’izo olyiso, Note 2 Ny g:‘trz Flexible DASH or Flexible DASH -45.0*
structural concrete 4 Y ’ DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . WeatherBond TPO Fleece /
sC-171 33 steel or min. 2,500 psi (C?)E:L‘?:::oanfozrsgzlrj layers, any 2"0'2] 1(')§it'2Ch WB XFP HD Note 2 Zlgitl; Flexible DASH or Flexible DASH -45.0*
structural concrete ! P ' DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . WeatherBond TPO Fleece /
.2.0- B D 1
SC-172 33 steel or min. 2,500 psi (cgzwttl)ci)::goinfoz;z::s layers, any 2/221 o(s)itIECh WB XFP H Note 2 4 g?trz Flexible DASH or Flexible DASH -45.0*
structural concrete L P ' DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade Min. 1.5-inch thick. one or more Steel: WeatherBond Insulation Fastener with 1 per WeatherBond TPO Fleece /
SC-173 33 steel or min. 2,500 psi la e.rs .an combin'ation loose laid Min 0.5-inch DensDeck Prime Insulation Fastening Plate 4 (')thz Flexible DASH or Flexible DASH -45.0*
structural concrete yers, any ! Concrete: Note 2 ' DT (FULL) or HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
: Steel: WeatherBond Insulation Fastener with
Min. 22 ga., type B Grad.e Min. 2-inch thick, one or more Min 0.25-inch SECUROCK SecurFast Insulation Fastening Plate 1 per WeaTtherBond TPO Flieece/
SC-174 33 steel or min. 2,500 psi - . . > | Flexible DASH or Flexible DASH -45.0*
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 3.2 ft
structural concrete with SecurFast Insulation Fastening Plate DT (FULL)
: Steel: WeatherBond Insulation Fastener with
Min. 22 ga., t}/pe B Grad.e Min. 2-inch thick, one or more Min 0.375-inch SECUROCK SecurFast Insulation Fastening Plate 1 per WeétherBond TPO Fléece/
SC-175 33 steel or min. 2,500 psi T ) . 2 Flexible DASH or Flexible DASH -45.0*
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 4.0ft
structural concrete with SecurFast Insulation Fastening Plate DT (FULL)
: Steel: WeatherBond Insulation Fastener with
Min. 22 ga., t}/pe B Grad.e Min. 2-inch thick, one or more Min 0.625-inch SECUROCK SecurFast Insulation Fastening Plate 1 per WeétherBond TPO Fléece/ N
SC-176 33 steel or min. 2,500 psi T ) . 2 Flexible DASH or Flexible DASH -45.0
| layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 5.3 ft DT (FULL
structural concrete with SecurFast Insulation Fastening Plate ( )
Min. 22 ga., type B, Grade |\ 1. 4 5 i ch WB XP Polyiso, WB XEP | Min. 0.5-inch WB XEP HD Plus 1per | WeatherBond TPO Fleece /
SC-177 33 steel or structural } Note 2 > | Flexible DASH or Flexible DASH -45.0*
Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 4.0 ft
concrete DT (FULL)
. Steel: WeatherBond Insulation Fastener with
Min. 22 ga. B WeatherB TPO FI
178 33”;tee| i": ;r:it]pez S,O%ragie Min. 1.5-inch WB XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD, WB | ACCUTRAC Fastening Plate 1 per Fl:ﬂ;:;:;: o 36):;'2%/ S 4s0*
| -4 p Polyiso, loose laid XFP HD Plus or EcoStorm VSH Concrete: WeatherBond HD 14-10 or CD-10 2.9 ft? DT (FULL HydroBond WB ’
structural concrete with ACCUTRAC Fastening Plate (FULL) or HydroBon
Min. 22 ga., type B Grad.e Min. 1.5-inch thick, one or more Min. 0.5-inch WB XFP HD, WB 1 per WeaTtherBond PO FI(I-:-ece/
SC-179 33 steel or min. 2,500 psi lavers. anv combination. loose laid XEP HD Plus or EcoStorm VSH Note 2 20f2 Flexible DASH or Flexible DASH -45.0%
structural concrete Yers, any ! ’ DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . . . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
SC-180 33 steel or min. 2,500 psi 'F\,’(')'I"'islo's inch WB XP Polyiso, WB XFP m;;eo.zs inch\gensbeck Insulation Fastening Plate 11 8":2 Flexible DASH or Flexible DASH 525
structural concrete 4 Concrete: Note 2 ' DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . WeatherBond TPO Fleece /
SC-181 33 steel or min. 2,500 psi :\:I:rsl.zr:ni::g:;;r;i Olgcn;zrleaid Min 0.5-inch DensDeck Prime Note 2 115?;2 Flexible DASH or Flexible DASH -60.0
structural concrete Yers, any ! ’ DT (FULL) or HydroBond WB
. Steel: WeatherBond Insulation Fastener with
SC-182 ?'\,/;:'ts; i‘:.;‘:i»;pezs_’;OG()ragie Min. 1.5-inch thick, one or more Min 0.25-inch SECUROCK SecurFast Insulation Fastening Plate 1 per WeatherBond TPO Fleece / DASH 60.0
| T P layers, any combination, loose laid Gypsum-Fiber Roof Board Concrete: WeatherBond HD 14-10 or CD-10 1.0ft> | DT or Flexible DASH DT (FULL) ’
structural concrete with SecurFast Insulation Fastening Plate
Min. 22 ga., type B, Grade |\ . 4 5 i ch WB XP Polyiso, WB XFP | Min. 0.5-inch WB XFP HD Plus 1per | WeatherBond TPO Fleece /
SC-183 33 steel or structural ) Note 2 , | Flexible DASH or Flexible DASH -60.0
Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 1.8ft
concrete DT (FULL)
Min. 22 ga., type B, Grade X \ . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
.1.5- B B ) ) ) ) B 1 ) )
SC-184 33 steel or min. 2,500 psi PM;F islos inch WB XPPolyiso, WB XFP Min. 0.5-inch DensDeck Prime | Insulation Fastening Plate 1 ;?trz Flexible DASH or Flexible DASH -67.5
structural concrete 4 Concrete: Note 2 ' DT (FULL) or HydroBond WB
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)
Min. 22 ga., type B, Grade . . . . WeatherBond TPO Fleece /
SC-185 33 steel or min. 2,500 psi | (OPtional) One ormore layers, any | Min 2.0-inch WB XP Polyiso, Note 2 LPer | Elexible DASH or Flexible DASH 75.0
combination, loose laid WB XFP Polyiso 1.6 ft
structural concrete DT (FULL)
Min. 22 ga., type B, Grade . . . WeatherBond TPO Fleece /
SC-186 33 steel or min. 2,500 psi | (OPtional) One or more layers, any | Min. 2.0-inch WB XFP HD Note 2 LPEr 1 lexible DASH or Flexible DASH -75.0
combination, loose laid Composite 1.6 ft
structural concrete DT (FULL)
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
SC-187 33 steel or min. 2,500 psi 'F\,/'O'I"'islo's inch WB XP Polyiso, WBXFP | i 6 5.inch DensDeck Prime | Insulation Fastening Plate 11 é’ftrz Flexible DASH or Flexible DASH 75.0
structural concrete v Concrete: Note 2 ' DT (FULL) or HydroBond WB
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
SC-188 33 steel or min. 2,500 psi :\:”;r 51: r:”cc::k'fl:a E’;i C’ILZLC:EI g Z"”S?J‘rsn _'Eicbhe‘:‘i%?gg:r ; Note 2 11 g?trz Flexible DASH or Flexible DASH -75.0
structural concrete Yers, any ! P ' DT (FULL)
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
SC-189 33 steel or min. 2,500 psi Min. 1.5-inch th|<.:k, qne or more . Min 7/16-inch APA or TECO Note 2 1 per2 Flexible DASH or Flexible DASH 75.0
layers, any combination, loose laid rated OSB 19ft
structural concrete DT (FULL)
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
SC-190 33 steel or min. 2,500 psi :\:”;r :2 r:”cc::g:a E’;i C’ILZLC:EI g Z"”S?J‘fn _':icbhefii%?gg:r ) Note 2 11 g?trz Flexible DASH or Flexible DASH -82.5
structural concrete Yers, any ! P ’ DT (FULL)
. Steel: WeatherBond Insulation Fastener
$C-191 ?l\,/‘l,ln. 22| ga. t.ypezBéoGorad'e Min. 1.5-inch thick, one or more Os-inch E®s vl Fastener and Insulation Fastening Plate or 1 per ::Allea_gller:::: TPg Fl'elflceD/ASH 825
- steel ormin. 2, psi layers, any combination, loose laid ->-inch EcoStorm SecurFast Insulation Fastening Plate 1.0 f2 exible or Flexible -os.
structural concrete Concrete: Note 2 DT (FULL)
Min. 20 ga., type B, Grade (Optional) Min. 1.5-inch thick, one or . ) WeatherBond TPO Fleece /
SC-192 33 steel or min. 2,500 psi more layers, any combination, loose gy 0'625_ iggllfPECUROCK Note 2 ! perz Flexible DASH or Flexible DASH -112.5
R Gypsum-Fiber Roof Board 1.3ft
structural concrete laid DT (FULL)
Min. 18 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
SC193 | 33steclormin. 2500 psi | o 21NCh thic one ormore. - Min 0.5 Inch SECUROCK Note 2 L9, | Flexible DASH or Flexible DASH | -112.5
structural concrete Yers, any ! P ’ DT (FULL)
Min. 22 ga. B WeatherB TPO FI
in. 22 ga., type B, Grade |\ 4 5 0 b WB XP Polyiso, WB XEP | Min. 0.5-inch WB XEP HD Plus 1 per eatherBond TPO Fleece /
SC-194 33 steel or structural ) Note 2 , | Flexible DASH or Flexible DASH -112.5
Polyiso, ENRGY 3 or ACFoam Il or EcoStorm VSH 1.3ft
concrete DT (FULL)
Min. 22 ga., type B, Grade (Optional) Min. 1-inch WB XP Min. 2-inch WB XEP HD Steel: WeatherBond Insulation Fastener 1 per WeatherBond TPO Fleece /
SC-195 80 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I Con; osite with Insulation Fastening Plate 1 ;ftz Flexible DASH or Flexible DASH -112.5
structural concrete or ENRGY 3 P Concrete: Note 2 ' DT (FULL)
Min. 22 ga., type B, Grade . . . Steel: WeatherBond Insulation Fastener with WeatherBond TPO Fleece /
SC196 | 33steel or min. 2,500 psi | vin- 15-inch WBXP Polyiso, WBXFP | 1. 5 inch DensDeck Prime | Insulation Fastening Plate LPer 1 Elexible DASH or Flexible DASH | -127.5
Polyiso . 1.0ft
structural concrete Concrete: Note 2 DT (FULL)
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

. Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
— (Note 17)
Min. 22 ga., type B, Grade (Optional) Min. 1-inch WB XP . . . Steel: WeatherBond Insulation Fastener WeatherBond TPO Fleece /
h R R . Min. 2-inch WB XP Polyiso or . . X 1 per . )
SC-197 33 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I WB XEP Polviso with Insulation Fastening Plate 1022 Flexible DASH or Flexible DASH -127.5
structural concrete or ENRGY 3 v Concrete: Note 2 ' DT (FULL)
Min. 22 ga., type B, Grade (Optional) One or more layers, an 1 per WeatherBond TPO Fleece /
$C-198 | 33steel or min. 2,500 psi priona’ reavers, Ay 1 Min 2-inch WB XFP Polyiso Note 2 PET | Flexible DASH or Flexible DASH | -135.0
combination, loose laid 1.0 ft
structural concrete DT (FULL)
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
$C-199 33 steel or min. 2,500 psi Min. 1.5-inch th|<?k, o.ne or more . Min 7/16-inch APA or TECO Motc 1 perZ Flexible DASH or Flexible DASH -135.0
layers, any combination, loose laid rated OSB 1.0ft
structural concrete DT (FULL)
Min. 22 ga., type B, Grade . . . . . WeatherBond TPO Fleece /
SC-200 80 steel or min. 2,500 psi I'\a/'";r jzr:"cc::t')‘f:a :’;‘; "lgxi‘l g g"'“:;'rsn 'Efbhefiii]?g’g:r g Note 2 11 g‘:trz Flexible DASH or Flexible DASH -135.0
structural concrete Yers, any ! P ’ DT (FULL)
Min. 22 ga., type B, Grade Min. 1.5-inch thick one or more iteflr Weatzeeront'lnsilation'FaS::er 1 oer WeatherBond TPO Fleece (min.
SC-201 | 80 steel or min. 2,500 psi . " , 0.5-inch EcoStorm VSH \ e, ‘Asbinseit i P=', | 60-mil) / Flexible DASH or Flexible | -135.0
| layers, any combination, loose laid SecurFast Insulation Fastening Plate 1.0 ft
structural concrete Concrete: Note 2 DASH DT (FULL)
Min. 22 ga., type B, Grade (Optional) Min. 1-inch WB XP Min. 2.5-inch WB XEP.HD Steel: WeatherBond Insulation Fastener 1 per WeatherBond TPO Fleece /
SC-202 80 steel or min. 2,500 psi Polyiso, WB XFP Polyiso, ACFoam I Corr; (;site with Insulation Fastening Plate 1 (;thz Flexible DASH or Flexible DASH -150.0
structural concrete or ENRGY 3 p Concrete: Note 2 ’ DT (FULL)
Min. 22 ga., t B, Grad .
$C-203 33|2teel i‘j ;‘ni&;pez E;oorasie (Optional) One or more layers, any Min. 2.0-inch WB XFP HD Note 2 1 per WeatherBond TPO Fleece / 1575
o P combination, loose laid Composite 1.0ft> | Flexible DASH DT (FULL) ’
structural concrete
WEATHERBOND PAS TPO MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade . . .
SC-204 | 33steelormin. 2,500 psi | - 1.3inch thick, one or more Min. 2-inch Insulfoam SP Note 2 Lper | WeatherBond PAS TPO, self -30.0%
layers, any combination, loose laid 2.7 ft adhered
structural concrete
Min. 22 ga., type B, Grade . . .
SC-205 | 33steelormin. 2,500 psi | M- 1.5inch thick, one or more Min. 2-inch Insulfoam SP Note 2 Lper | WeatherBond PAS TPO, self -45.0*
layers, any combination, loose laid 2.0 ft adhered
structural concrete
. Min. 0.25-inch DensDeck
SC-206 ?'\,/g:.tezjl i?.;yfit]pezB_r;o((;)ragf Min. 1.5-inch thick, one or more Prime or SECUROCK Gypsum- Note 2 1 per WeatherBond PAS TPO, self- _45.0*
structural conc'retle P layers, any combination, loose laid Fiber Roof Board or min 7/16- 2.0ft? | adhered ’
inch APA or TECO rated OSB
in. 22 ga. B i in. 1.5-i i
SC-207 ?'Ygr;teel i?’ ;nti\:lpeZ E:OCEJragie fg:éﬂzagr,sw?n ci);:]tc)?nta:;gl:l’ ngszr Min. 1.5-inch WB XP Polyiso, Note 2 1 per WeatherBond PAS TPO, self- -45.0*
C P ) Vers, any ! WB XFP Polyiso 2.0ft? | adhered ’
structural concrete laid
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TABLE 2: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

] Top Insulation Layer
System Deck Base Insulation Layer Roof Cover MDP
No. (Note 1) (Note 13, Note 17) Type Fastener (Note 2, Note 11) Attach (Note 15) (psf)
(Note 17)

Min. 22 ga., type B, Grade | (Optional) Min. 1.5-inch thick, one or | o 5 o i1 \wi xp Polyiso, 1per | WeatherBond PAS TPO, self-

SC-208 33 steel or min. 2,500 psi more layers, any combination, loose . Note 2 ) -60.0
R WB XFP Polyiso 1.6 ft adhered
structural concrete laid

TABLE 2F: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

Top Insulation Layer R
System Deck Base Insulation Layer (Note 15) MDP
No. (Note 1) Note 13, Note 17 (psf)
L ) Type Fastener (Note 2, Note 11) Attach Base Ply Top Ply
(Note 17)
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grad.e Min. 1.5-inch thick, one or more Min. 0.5-inch DensDeck St.eel: WeatherBond Ir?sulation Fastener 1 per SureMB 907G or WeatherBond TPO
5C-209 33 steel or min. 2,500 psi layers, any combination, loose laid | Prime QRO RgRteniiE Plate 1.8t | 120TG/ torch-applied AC Fleece / WB-CAA | -67.5
structural concrete yers, any ! Concrete: Note 2 ' PP or hot asphalt
Min. 22 ga., type B Grad-e Min. 1.5-inch thick, one or more Min. 0.5-inch DensDeck St.eel: WeatherBond "TSUIation Fastener 1 per SureMB 90TG or WeatherBond TPO
SC-210 33 steel or min. 2,500 psi o . . with Insulation Fastening Plate ) i AC Fleece / WB-CAA | -75.0
layers, any combination, loose laid Prime \ 1.6ft 120TG / torch-applied
structural concrete Concrete: Note 2 or hot asphalt
Min. 22 ga., type B, Gradg Min. 1.5-inch thick, one or more Min. 0.5-inch SECUROCK 1 per SureMB 90TG or WeatherBond TPO
SC-211 33 steel or min. 2,500 psi o . . Note 2 R . AC Fleece / WB-CAA | -75.0
layers, any combination, loose laid Gypsum-Fiber Roof Board 1.6 ft 120TG / torch-applied
structural concrete or hot asphalt
Min. 22 g, type B, Grade | 1., 4 & jnch thick, one or more | Min. 0.5-inch SECUROCK | Stecl: WeatherBond Insulation Fastener | 4 o |, e\1g 907G or WeatherBond TPO
SC-212 33 steel or min. 2,500 psi o . . with Insulation Fastening Plate ) . AC Fleece / WB-CAA | -120.0
layers, any combination, loose laid Gypsum-Fiber Roof Board . 1.0ft 120TG / torch-applied
structural concrete Concrete: Note 2 or hot asphalt
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MbDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) | Density sf
RHINOBOND SYSTEMS:
2
Min. 22 ga. tvoe B. Grade Min. 1-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1 PR 5.t WeatherBond TPO induction welded
SC-213 - 22 83, LYPE S, ’ N Yers, #15-PH3 and RhinoBond Plate-TPO or 1qgarts perx 8 TREEI) with RhinoBond tool per -45.0
33 steel any combination. Note A. . Per FM Loss Prevention Data Sheet 1- , . .
- RhinoBond Treadsafe Plate-TPO bo: nog manufacturer’s instructions.
l\:in] 27253" typ:lBL,TlG;aﬂeS’\?f Min. 1-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1 per 4.0 ft2 WeatherBond TPO (min. 60-mil)
SC-214 stee ” span, . ! L Vers, #15-PH3 and RhinoBond Plate-TPO or P ) induction welded with RhinoBond -52.5
24,6” o.c. Side laps HILTI S- any combination. Note C. : (2 x 2 ft grid pattern) ) )
SLCO1 M HWH, 24” o.c. B— RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
l\:in] 27253" typ:/E;"GragZ|33 Min. 1-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1 per 4.0 ft2 WeatherBond TPO (min. 60-mil)
SC-215 stee, ” span, - puddie ! L Vers, #15-PH3 and RhinoBond Plate-TPO or P o induction welded with RhinoBond -52.5
welds, 6” o.c. Side laps ITW any combination. Note C. ) (2 x 2 ft grid pattern) e )
HWH #12 Teks 1, 24” o.c. — RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
2
Min. 22 ga.. tvoe B. Grade Min. 1-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1per4.0ft WeatherBond TPO induction welded
5C-216 : &4 B8 TYPE B - ineh thick, Vers: | #15-PH3 and RhinoBond Plate-TPO or (8 parts per 4 x 8 ft board) with RhinoBond tool per 525
33 steel any combination. Note A. . Per FM Loss Prevention Data Sheet 1- ) -
RhinoBond Treadsafe Plate-TPO 29: Note B manufacturer’s instructions.
Min. 22 ga., type B, Grade . ) . WeatherBond HPWX Fastener or Dekfast DF- > WeatherBond TPO (min. 60-mil)
. 1.5- ) 1 per4.0ft . ) - .
SC-217 40 steel; 6 ft spans; 5/8” zﬂr:ncinit;?rmc:tit::k' one or more layers, #15-PH3 and RhinoBond Plate-TPO or 2%2 fF: id patt induction welded with RhinoBond -52.5
puddle welds 6” o.c. v RhinoBond Treadsafe Plate-TPO (2x grid pattern) tool per manufacturer’s instructions.
. . . . WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO (min. 60-mil)
Min. 22 ga. B Min. 1.5-inch thick, | .2 ft2 . . N .
SC-218 33”;teel ga. type B, Grade anmconit:?:atitor:c ;\lcc):t]: gr MOTe 1aYers, | w15.pH3 and RhinoBond Plate-TPO or 10 tl perj Zsf:t board induction welded with RhinoBond -52.5
v e RhinoBond Treadsafe Plate-TPO (10 parts per 4 x oard) tool per manufacturer’s instructions.
Min. 22 2a. tvoe B. Grade | Min. 1-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1per4.0ft* WeatherBond TPO induction welded
SC-219 - <2 83, ype B, ’ Y Vers, #15-PH3 and RhinoBond Plate-TPO or (8 parts per 4 x 8 ft board) with RhinoBond tool per -60.0
80 steel any combination. Note A. . Per FM Loss Prevention Data Sheet 1- s .
- RhinoBond Treadsafe Plate-TPO 29: Note B manufacturer’s instructions.
. ) . . WeatherBond HPWX Fastener or Dekfast DF- 2 WeatherBond TPO (min. 60-mil)
SC-220 g/sl;r;t:; ga. type B, Grade zﬂr:n.cii-t;?nc:t:::k;\lz:: ((:)r NTERers #15-PH3 and RhinoBond Plate-TPO or 1 tl perf.?gf:t board induction welded with RhinoBond -67.5
v W RhinoBond Treadsafe Plate-TPO (12 parts per 4 x oard) tool per manufacturer’s instructions.
Min. 22 ga.. tvoe B. Grade Min. 1.5-inch thick. one or more lavers WeatherBond HPWX Fastener or Dekfast DF- 1per2.0ft? WeatherBond TPO induction welded
sC-221 - <83, ype s, - 3gnen thick, YErS: | #15-PH3 and RhinoBond Plate-TPO or (16 parts per 4 x 8 ft board) with RhinoBond tool per 97.5
33 steel any combination. Note C. . Per FM Loss Prevention Data Sheet 1- yo .
RhinoBond Treadsafe Plate-TPO 29 manufacturer’s instructions.
Min. 22 ga.. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO (min. 60-mil)
SC-222 30 s.teelg » YPe B, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 18-inch o.c. in rows 60-inch o.c. induction welded with RhinoBond -30.0
attached RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MbDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO (min. 60-mil)
SC-223 -2 83, ype B, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 12-inch o.c. in rows 120-inch o.c. | induction welded with RhinoBond -30.0
80 steel . ;. .
attached RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
Min. 22 ga.. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO induction welded
SC-224 - << 83 Lype B, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 6-inch o.c. in rows 120-inch o.c. with RhinoBond tool per -37.5
80 steel . , . .
attached RhinoBond Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga.. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO induction welded
SC-225 80 s;ceelg -+ tYpe s, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 12-inch o.c. in rows 60-inch o.c. with RhinoBond tool per -37.5
attached RhinoBond Treadsafe Plate-TPO manufacturer’s instructions.
Min. 22 ga. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO (min. 60-mil)
SC-226 - 2 83, Ype B, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 12-inch o.c. in rows 60-inch o.c. induction welded with RhinoBond -45.0
80 steel . .. .
attached RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
Min. 22 ga.. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO (min. 60-mil)
SC-227 80 s;ceelg -+ tYpe s, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 6-inch o.c. in rows 120-inch o.c. induction welded with RhinoBond -52.5
attached RhinoBond Treadsafe Plate-TPO tool per manufacturer’s instructions.
Min. 22 ea.. tvoe B. Grade Min. 1.5-inch thick, one or more layers, | WeatherBond HPWX Fastener or Dekfast DF- WeatherBond TPO induction welded
SC-228 - 2 83, Ype B, any combination, preliminarily #15-PH3 and RhinoBond Plate-TPO or 6-inch o.c. in rows 60-inch o.c. with RhinoBond tool per -67.5
80 steel . ) .
attached RhinoBond Treadsafe Plate-TPO manufacturer’s instructions.
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft? ) )
. . WeatherBond TPO induct Ided
Min. 22 ga., type B, Grade Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with SFS isoweld F1-P- (6 parts per 4 x 8 ft board) .ea er X on ® induction welde
SC-229 L ) with SFS isoweld® 3000 stand-up -45.0
33 steel any combination. Note A. 6.8-TPO Plate Per FM Loss Prevention Data Sheet 1- tool
29; Note B :
Min. 22 ga., type B, Grade 33 WeatherB: TP . _mil
steel, 7 ft span, HILTI X-HSN Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 4.0 ft? . eat .er ond TPO (.mm. 60_ mil)
SC-230 " : L . induction welded with SFS isoweld® -52.5
24, 6” o.c. Side laps HILTI S- any combination. Note C. 6.8-TPO Plate (2 x 2 ft grid pattern)
SLC 01 M HWH, 24” o.c. 3000 stand-up tool.
Min. 22 ga., type B, Grade 33 WeatherB TP . -mil
steel, 7 ft span, 5/8” puddle Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 4.0 ft? . eat .er ond TPO (.mm. 60_ mil)
SC-231 ” ; L . induction welded with SFS isoweld® -52.5
welds, 6” o.c. Side laps ITW any combination. Note C. 6.8-TPO Plate (2 x 2 ft grid pattern)
HWH #12 Teks 1, 24” o.c. 3000 stand-up tool.
1 per 4.0 ft? ) )
WeatherBond TPO induct Ided
Min. 22 ga., type B, Grade Min. 1-inch thick, one or more layers, Dekfast DF-#15-PH3 with SFS isoweld F1-P- (8 parts per 4 x 8 ft board) .ea er X on ® Induction welde
SC-232 . ) with SFS isoweld® 3000 stand-up -52.5
33 steel any combination. Note A. 6.8-TPO Plate Per FM Loss Prevention Data Sheet 1- tool
29; Note B '
in. 22 ga. B ) ) . . . B in. 60-mi
Min ga., type B, Gralc'ie Min. 1.5-inch thick, one or more layers, | Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 4.0 ft2 Weather ond TPO (.mln 60. mil
SC-233 40 steel; 6 ft spans; 5/8 N conDoatha 6.8-TPO Plate 2 % 2 ft erid patt induction welded with SFS isoweld® -52.5
puddle welds 6” o.c. ¥ ' (2x grid pattern) 3000 stand-up tool.
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TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga., type B, Grade One or more layers, any combination, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 6 ft? Weather?ond TPO induction welded
SC-234 R . : with SFS isoweld® 3000 stand-up -52.5
40 steel min. 1.5-inch 6.8-TPO Plate 2x3-ft grid, staggered tool
Min. 22 ea.. tvoe B. Grade | One or more lavers. anv combination WeatherBond Insulation Fastener or SFS 1 per 6 fi2 WeatherBond TPO induction welded
sc-235 | o0 g3 ype &, pa e Yers, any " | Dekfast DF-#12-PH3 with SFS isoweld F1-P- W P ¥ g with SFS isoweld® 3000 stand-up 525
o 6.8-TPO Plate X2 T BN, Stagsere tool.
Min. 22 ga., type B, Grade One or more layers, any combination, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 4.0 ft2 W.eathergond TPO induction welded
SC-236 R . . with SFS isoweld® 3000 stand-up -60.0
40 steel min. 1.5-inch 6.8-TPO Plate 2x2-ft grid, staggered tool
WeatherBond Insulation Fastener or SFS WeatherBond TPO induction welded
in. ) P 1 4.0 ft2
5C-237 g’g’;t:; ga. type B, Grade 2:: Tsm.ﬁii layers, any combination, | 1 | ¢t DE-#12-PH3 with SFS isoweld F1-p- ot pej; . g with SFS isoweld® 3000 stand-up -60.0
o 6.8-TPO Plate Xo-TLBri, staggere tool.
Min. 22 ga., type B, Grade One or more layers, any combination, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 1 per 3.0 ft2 W.eathergond TPO induction welded
SC-238 R . k with SFS isoweld® 3000 stand-up -82.5
40 steel min. 1.5-inch 6.8-TPO Plate 1.5 x 2-ft grid, staggered tool
WeatherBond Insulation Fastener or SFS WeatherBond TPO induction welded
in. ) P 1 3.0 ft?
5C-239 g’g’;t:; ga. type B, Grade 2:: Tsm.ﬁii layers, any combination, | | ot DF_#12-PH3 with SFS isoweld F1-P- Lsxa ffer_ S . with SFS isoweld® 3000 stand-up 825
o 6.8-TPO Plate - X STLEIG, staggere tool.
1 per 2.25 ft2
$C-240 Min. 22 ga., type B, Grade Min. 1.5-inch thick, 4x8 ft dimension, Dekfast DF-#15-PH3 with SFS isoweld F1-P- ) 1.5x 1.5-ft grid Zvoe;:‘;ﬁ%rg;ﬁi'ﬁ:::isto SFS 975
80 steel one or more layers, any combination 6.8-TPO Plate (first row of fasteners spaced 0.5 ft ) o :
from long edges and 1 ft from the isoweld® 3000 stand-up tool.
short edge)
1 per 2.0 ft? . )
WeatherBond TPO induct Ided
Min. 22 ga., type B, Grade | Min. 1.5-inch thick, one or more layers, | Dekfast DF-#15-PH3 with SFS isoweld F1-P- (16 parts per 4 x 8 ft board) ‘€atherson o Induction welde
SC-241 N ’ with SFS isoweld® 3000 stand-up -97.5
33 steel any combination. Note C. 6.8-TPO Plate Per FM Loss Prevention Data Sheet 1- tool
29 ’
WeatherBond TPO induction welded
Min. 22 ga. B | inati Dekfast DF-#15-PH ith SFS i Id F1-P-
SC-242 in. 22 ga., type B, Grade Or'Ie or more IRQ. 2" f:ombmatlon, jpifast 5-PH3 with SFS isoweld 12-inch o.c. in rows 60-inch o.c. with SFS isoweld® 3000 stand-up -37.5
40 steel min. 1.5-inch, preliminarily attached 6.8-TPO Plate tool
Min. 22 ea. tvoe B. Grade One or more lavers. anv combination WeatherBond Insulation Fastener or SFS WeatherBond TPO induction welded
SC-243 < << 83, ype B A . - o v . ’ Dekfast DF-#12-PH3 with SFS isoweld F1-P- 12-inch o.c. in rows 60-inch o.c. with SFS isoweld® 3000 stand-up -37.5
80 steel min. 1.5-inch, preliminarily attached
6.8-TPO Plate tool.
. Min. 1.5-inch thick, one or more layers . . WeatherBond TPO induction welded
.22 ga. B A W b B ! D DF-#15- 1-P- . . . . .
SC-244 Min ga. type B, Grade any combination, preliminarily ekfast DF-#15-PH3 with SFS isoweld F1-P 6-inch o.c. in rows 120-inch o.c. with SFS isoweld® 3000 stand-up -37.5
80 steel attached 6.8-TPO Plate tool
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NEmoO | etc.e
TABLE 2G: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158) MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 22 ga., type B, Grade | Vin- 1.3-inch thick, one or more lavers, | o\ ¢ be 415.pH3 with SFS isoweld F1-P- . _ _ WeatherBond TPO (min. 60-mil)
SC-245 any combination, preliminarily 12-inch o.c. in rows 60-inch o.c. induction welded with SFS isoweld® -45.0
80 steel 6.8-TPO Plate
attached 3000 stand-up tool.
. N . . WeatherBond TPO induction welded
SC246 Min. 22 ga., type B, Grade Or.1e or mpre Iayer-s, cjmy .comblnatlon, Dekfast DF-#15-PH3 with SFS isoweld F1-P- 6-inch o.c. in rows 60-inch o.c. with SFS isoweld® 3000 stand-up 90.0
40 steel min. 1.5-inch, preliminarily attached 6.8-TPO Plate tool
Min. 22 ga.. tvoe B. Grade One or more lavers. anv combination WeatherBond Insulation Fastener or SFS WeatherBond TPO induction welded
SC-247 - &< Ba., type 5 . . Yers, any ¢ ! Dekfast DF-#12-PH3 with SFS isoweld F1-P- 6-inch o.c. in rows 60-inch o.c. with SFS isoweld® 3000 stand-up -90.0
80 steel min. 1.5-inch, preliminarily attached
6.8-TPO Plate tool.
Notes: | A. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs.
B. The plate/fastener combination offset 12 inch from adjacent rows.
C. For these assemblies, the 8 ft insulation board length is placed perpendicular to the steel deck ribs and each row of insulation is staggered by 1 foot.

TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Sout Insulation Layle7; (Note 13, Note e @ (e op
stem 17 (Note 15A)
yNO Deck (Note 1 Fastener Lap Lap Seam (psf)
) Type Attach Membrane Fastener (Note 11
yp (Note 11) Spacing Width Spacing Weld
BARE-BACK MEMBRANE APPLICATIONS:
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or \ WeatherBond HPWX Fastener (steel only), HD 14-10 . .
sC248 steel or min. 2.500 psi more lavers. an Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 138.5-inch 1.5-inch -30.0
£oU0P javers, any attach | TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” | inch o.c. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, ol Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 138.5-inch 1.5-inch
SC-249 more layers, any 12-inch o.c. . . -30.0
steel U attach TPO Metal Seam Plate inch o.c. outside
combination
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one o . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
$C-250 steel or min. 2,500 psi mall layers, any Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 90.5-inch 1.5-inch -30.0
- ST attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” e inch o.c. outside )
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 MinRginciggone ok
steel, 6 ft span, 5/8” diameter mori‘laye'rs, any. | preli WeatherBond 55 90.5-inch 15-inch
SC-251 | puddle welds 6” o.c., side laps gemboindion (oPligng refim. | WeatherBond |\ eatherBond HPW-XL Fastener with HPW-XL Plate | 12-incho.c. | 2. ~>ne >-ine -30.0
” y “ for recover) followed by | attach TPO inch o.c. outside
secured 24” o.c. w/ %”-14x1” long .
If-tapping hex-head screw 3/8gh I gy R-
s€ Tech EPS or Fan-Fold
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TABLE 2H: STEEL oR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note e @ (e
System 17) MDP
No e (), Fastener Lap Lap Seam sf
’ Type Attach Membrane Fastener (Note 11) . X .
L aL Spacing Width Spacing Weld
Min. 22 ga.., type B, G.rade 80 Min. 1.5-inch, one or prelim. | WeatherBond Trufast #15 EHD Faste.ner (steel onI\,/,) or Trufast #14 . 55 66.5-inch 1.5-inch
SC-252 steel or min. 2,500 psi more layers, any HD (concrete only) with Trufast 2.4” Barbed Metal 18-inch o.c. . . -30.0
L attach TPO inch o.c. outside
structural concrete combination Seam Plate
Min. 22 ga., type B, (’s’rade 40 Min. 1-inch, one or . WeatherBond | WeatherBond HPWX Fastener (steel only), HD 14-10 . .
steel; 6 ft spans; 5/8” puddle Prelim. - . 5.5- 138.5-inch 1.5-inch
SC-253 ” ! more layers, any TPO (min. 60- (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. ; . -37.5
welds 6” o.c. or min. 2,500 T attach . inch o.c. outside
. combination mil) HPWX Plate
psi structural concrete
Min. 22 ga, type B, Grade 80 Min. 1.5-inch, one or . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
sC.254 steel of min. 2.500 psi more lavers. an Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 114.5-inch 1.5-inch 375
£2U0P [avers, any attach | TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” | inch o.c. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 114.5-inch 1.5-inch
SC-255 more layers, any 12-inch o.c. ) . -37.5
steel o attach TPO Metal Seam Plate inch o.c. outside
combination
Min. 22 ga.., type B, G.rade 33 Min. 1.5-inch, one or prelim. WeatherBond WeatherBond HPWX Fastener (steel only), HD 14-10 . . ‘ 1.5-inch
SC-256 steel or min. 2,500 psi more layers, any (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 91-inch o.c. . -37.5
L attach TPO outside
structural concrete combination HPWX Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or . WeatherBond . .
Prelim. .5- .5-inch 1.5-inch
$C-257 | pudde welds 6” o.c. side laps more layers, any A'e '"; TPO (min. 60- | WeatherBond HPW-XL Fastener with HPW-XL Plate | 12-incho.c. | > 5h 90.5-inc > "_’dc 375
secured 24” 0.c. w/ %’-14x1” long | combination ttac mil) inc o.c. outside
self-tapping hex-head screw
Min. 22 ga.., type B, Grade 33 Min. 1.5-inch, one or prelim. | WeatherBond Trufast #15 EHD Fastgner (steel onI\,/,) or Trufast #14 . 55 66.5-inch 1.5-inch
SC-258 steel or min. 2,500 psi more layers, any HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. . . -37.5
S attach TPO inch o.c. outside
structural concrete combination Seam Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or WeatherBond HPWX Fastener (steel only), HD 14-10
$C-259 puddle welds 6” o.c., side laps mor;e la ers' - Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 45.0
secured 24” o.c. w/ %”-14x1" long combinZtior; ' attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8" - inch o.c. outside ’
self-tapping hex-head screw or Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete
Min. 22 ga‘., type B, Gl"ade 80 Min. 1.5-inch, one or prelim. WeatherBond WeatherBond HPW-XL Fastener with HPW-XL Plate ' 55 114.5-inch 1.5-inch
SC-260 steel or min. 2,500 psi more layers, any (steel only) or HD 14-10 (concrete only) or CD-10 12-inch o.c. . . -45.0
. attach TPO inch o.c. outside
structural concrete combination (concrete only) Fastener and HPWX Plate
Min. 18 ga., type B, Grade 33 Min. 1.5-inch, one o . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
$C-261 steel or min. 2,500 psi morNay R Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 114.5-inch 1.5-inch 45.0
- A WA attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” e inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

et Insulation Lay1e7|; (Note 13, Note e @ (e op
ylfloe " e (), — Fastener Lap Lap Seam sf
’ Type Attach Membrane Fastener (Note 11) . X .
L aL Spacing Width Spacing Weld
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . Trufast #15 EHD Fastener (steel only) or Trufast #14 . .

SC-262 steel or min. 2,500 psi more layers, any :trfzaanr: xegltherBond HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. |E:1c5h 114(.)5c|nch iit;?;: -45.0

structural concrete combination Seam Plate "
Min. 22 ga., type B, Grade 33 h ¢
steel, 6 ft span, 5/8” d,.ameter Min. 1-inch, one or . WeatherBond WeatherBond HPWX Fastener (steel only), HD 14-10 . .

SC-263 puddle welds 6” o.c., side laps more lavers. an Prelim. TPO (min. 60- (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 114.5-inch 1.5-inch -45.0
secured 24” o.c. w/ %”-14x1” long combinZtior; v attach mil) ' HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
self-tapping hex-head screw or Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete

) ) . WeatherBond HPWX Fastener (steel only), HD 14-10

SC-264 x;:l fj i:r; t\z/pseO(BJ, (;rade 80 rl\T/]I;.ellf—;r::h;r?ne °" | prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 114.5-inch 1.5-inch 5.0

structural co.nc’retep combin;’tior; v attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or Prelim WeatherBond 5.5- 90.5-inch 1.5-inch

SC-265 - << 83, ype b, more layers, any ' WeatherBond HPW-XL Fastener with HPW-XL Plate 12-inch o.c. " ’ o -45.0
steel combination attach TPO inch o.c. outside
Min. 22 ea.. tvoe B. Grade 80 Min. 1.5-inch. one or WeatherBond HPWX Fastener (steel only), HD 14-10

SC-266 stee.l or 51”; \2/p500’ si mor;a I;';\ ors ;n Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 90.5-inch 1.5-inch 45.0
structural cc;nc,retep combinZtior; 4 attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8" e inch o.c. outside ’

Eyehook Seam Plate (AccuSeam)

SC.267 Min. 22 ga., type B, Grade 33 nl\:l;nr.e:llf-;r:gh;:ne °" | prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed 12-inch o.c 5.5- 90.5-inch 1.5-inch 45.0
steel combinZtior; v attach TPO Metal Seam Plate - inch o.c. outside ’
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . WeatherBond HPWX Fastener (steel only), HD 14-10 .

lim. W B 1.5-inch

SC-268 steel or min. 2,500 psi more layers, any :;tealcr: Tpt‘e;\ther oy (concrete only) or CD-10 (concrete only) Fastener and | 12-inch o.c. 5-inch 67-inch o.c. oit;ri:ﬂce -45.0
structural concrete combination HPWX Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or WeatherBond HPWX Fastener (steel only), HD 14-10

SC-269 puddle welds 6” o.c., side laps mor-e a ersl a Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 66.5-inch 1.5-inch 45.0
secured 24” o.c. w/ %”-14x1" long combinZtioé v attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
self-tapping hex-head screw or Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete
Min. 22 ga., type B, Grade 33 Min. 1-inch, one or WeatherBond

e Q ’ , im. R . .5- 138.5-i 1.5-i

SC-270 Stee"?ﬁ span, HILTI X-HSN'24, § more layers, any Prelim TPO (min. 60- WeatherBond HPWX Fastener and HPWX Plate 6-inch o.c. 5 > 38.5-inch > ||.1ch -52.5
o.c. Side laps HILTI S-SLCO1 M binati attach i inch o.c. outside
HWH, 24” o.c. combination mil)
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note e @ (e
System 17) MDP
No e (), Fastener Lap Lap Seam sf
’ Type Attach Membrane Fastener (Note 11) . X .
L aL Spacing Width Spacing Weld
WeatherBond HPWX Fast teel only), HD 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . eatherson astener (steel only), R . .
sc271 steel of min. 2.500 psi more lavers. an Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 525
T p . Y o v attach TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” o inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch
SC.272 Min. 22 ga., type B, Grade 33 ml)nre Ias 2:; ;r?ne or Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed 6-inch o.c 5.5- 138.5-inch 1.5-inch 525
steel . v o v attach TPO Metal Seam Plate - inch o.c. outside ’
combination
Min. 22 ga., type B, Grade 33
steel, 6 ft span, 5/8” diameter Min. 1-inch, one or . WeatherBond . .
Prelim. . . . .5- 114.5-inch 1.5-inch
SC-273 puddle welds 6” o.c., side laps more layers, any re w: TPO (min. 60- WeatherBond HPW-XL Fastener with HPW-XL Plate 6-inch o.c. 5 5h >inc > mdc -52.5
secured 24” o.c. w/ %’-14x1” long | combination attac mil) inc o.c. outside
self-tapping hex-head screw
Min. 22 ga. B 4
n ga., type B, (,J:rade 0 Min. 1.5-inch, one or . WeatherBond WeatherBond HPWX Fastener (steel only), HD 14-10 . .
steel; 6 ft spans; 5/8” puddle Prelim. R . 5.5- 114.5-inch 1.5-inch
SC-274 ” . more layers, any TPO (min. 60- (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c. ; . -52.5
welds 6” o.c. or min. 2,500 o attach . inch o.c. outside
. combination mil) HPWX Plate
psi structural concrete
Min. 22 ga., type B, Grade 33 Min. 1-inch, one or
steel, 6 ft span, 5/8” diameter more layers, any WeatherBond HPWX Fastener (steel only), HD 14-10
SC-275 puddle welds 6” o.c., side laps combination (optional Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 525
secured 24” o.c. w/ %”"-14x1" long | for recover) followed by | attach TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.c. outside ’
self-tapping hex-head screw or 3/8-inch Insulfoam R- Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete Tech EPS or Fan-Fold
Min. 22 ga'., type B, G.rade 33 Min. 1.5-inch, one or prelim. WeatherBond Trufast #15 EHD Faste.ner (steel onI\’/’) or Trufast #14 ' 55 90 5-inch 1.5-inch
SC-276 steel or min. 2,500 psi more layers, any HD (concrete only) with Trufast 2.4” Barbed Metal 6-inch o.c. . . -52.5
L attach TPO inch o.c. outside
structural concrete combination Seam Plate
Min. 22 ga., type B, Grade 33
steel, 6 ft span, 5/8” diameter Min. 1-inch. one or WeatherBond HPWX Fastener (steel only), HD 14-10
sC-277 puddle welds 6” o.c., side laps mor;a la ers: an Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 525
secured 24” o.c. w/ %”-14x1" long bi yt' » any attach TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” o inch o.c. outside :
self-tapping hex-head screw or comggnation Eyehook Seam Plate (AccuSeam)
min. 2,500 psi structural concrete
B D 14-1
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
SC.278 steel or min. 2.500 psi S N Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 42.5-inch 1.5-inch 525
£200P . Gl attach | TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” | inch o.c. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
in. 22 ga. B in. 1.5-i . 15 EHD 1 . .
Min ga. , type ,G.rade 33 Min. 1.5-inch, one or prelim. | WeatherBond Trufast #15 EH Fastgner (steel onI\,/,) or Trufast #14 . 55 42 5-inch 1.5-inch
SC-279 steel or min. 2,500 psi more layers, any HD (concrete only) with Trufast 2.4” Barbed Metal 12-inch o.c. . . -52.5
. A attach TPO inch o.c. outside
structural concrete combination Seam Plate
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note e @ (e
System 17) MDP
No e (), Fastener Lap Lap Seam sf
’ Type Attach Membrane Fastener (Note 11) . X .
L aL Spacing Width Spacing Weld
Min. 22 ga.., type B, G.rade 33 Min. 1-inch, one or prelim. Weathe.rBond WeatherBond HPWX Fastener (steel only), HD 14-10 . 55 139.5-inch 1.5-inch
SC-280 steel or min. 2,500 psi more layers, any TPO (min. 60- (concrete only) or CD-10 (concrete only) Fastener and | 6-inch o.c. ; ) -60.0
L Attach . inch o.c. outside
structural concrete combination mil) HPWX Plate
Min. 22 ga., type B, Grade 33
steel, 7 ft span, 5/8” puddle Min. 1-inch, one or prelim WeatherBond WeatherBond HPWX Fastener (steel only), HD 14-10 55 138.5-inch 1.5-inch
SC-281 welds, 6” o.c. Side laps ITW HWH | more layers, any attach. TPO (min. 60- (concrete only) or CD-10 (concrete only) Fastenerand | 6-inch o.c. in‘ch c') c c;utside -60.0
#12 Teks 1, 24” o.c. or min. 2,500 | combination mil) HPWX Plate -
psi structural concrete
Recover only: Min. 22 ga., type B,
Grade 33 steel, 6 ft span, 5/8” WeatherBond HPWX Fastener (steel only), HD 14-10
diameter puddle welds 6" o.c, 3/8-inch Insulfoam R- Prelim. | WeatherBond | (concrete only) or CD-10 (concrete only) Fastener and 5.5- 138.5-inch 1.5-inch
SC-282 side laps secured 24” o.c. w/ %”- Tech EPS or Fan-Fold h | fori lonl ith 1 6-inch o.c. inch ) -60.0
14x1” long self-tapping hex-head ec or Fan-Fo attac TPO HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8 inc o.c. outside
screw or min. 2,500 psi structural Eyehook Seam Plate (AccuSeam)
concrete
Min. 22 ga.., type B, G.rade 33 Min. 1.5-inch, one or prelim. | WeatherBond WeatherBond HPW-XL Fastener with HPW-XL Plate . 55 138.5-inch 1.5-inch
SC-283 steel or min. 2,500 psi more layers, any (steel only) or HD 14-10 (concrete only) or CD-10 6-inch o.c. ; . -60.0
L attach TPO inch o.c. outside
structural concrete combination (concrete only) Fastener and HPWX Plate
herB WX F | only), HD 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . JRerBond g astener (steel only), 0 . .
sc.284 steel or min. 2.500 psi more lavers. an Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch -60.0
+£290P javers, any attach | TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” “ | inch o.c. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch
SC.285 Min. 22 ga., type B, Grade 80 m:)nre Ias g:g ;rc])ne or Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed 6-inch o.c 5.5- 138.5-inch 1.5-inch -60.0
steel . 4 o v attach TPO Metal Seam Plate o inch o.c. outside ’
combination
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, POy Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 114.5-inch 1.5-inch
SC-286 more layers, any 6-inch o.c. . . -60.0
steel o attach TPO Metal Seam Plate inch o.c. outside
combination
Recover onlv: Min. 22 ga WeatherBond HPWX Fastener (steel only), HD 14-10
$C287 tvoe B Gradyé 33 s.teelir.;nin 3/8-inch Insulfoam R- Prelim. | WeatherBond | (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 60.0
ype 5 " | TechEPSor Fan-Fold attach TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” ’ inch o.C. outside ’
2,500 psi structural concrete
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, 55 ksi . Lo
" Min. 300 psi, min 2- WeatherBond HPWX Fastener (steel only) or HD 14- . .
B .5- 114.5- 1.5-
SC-288 steel, 6 ,ft span, 5/$ pudge inch thick cellular N/A WeatherBond 10 (concrete only) and HPWX Plate (through to 6-inch o.c. 5 > 4.5-inch > ||.1ch -67.5
welds 6” o.c. or min. 2,500 . \ TPO inch o.c. outside
. lightweight concrete engage structural deck)
psi structural concrete
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NEmoO | etc.e
TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER

Insulation Layer (Note 13, Note e @ (e
System 17) MDP
No e (), Fastener Lap Lap Seam sf
’ T Attach Memb Fast Note 11 . - -
ype ac embrane astener (Note 11) Spacing Width Spacing Weld
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one o . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
$C-289 steel of min. 2.500 psi more lavers. an Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch 675
T p . Y o v attach TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” o inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 1.5-inch
$C-290 Min. 22 ga., type B, Grade 80 ml)nre Ias 2:; ;r?ne or Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed 6-inch o.c 5.5- 90.5-inch 1.5-inch 675
steel . v o v attach TPO Metal Seam Plate - inch o.c. outside ’
combination
Min. 22 ga,, type B, Grade 33 Min. 1.5-inch, one or . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
sc201 steel of min. 2.500 psi more lavers. an Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 42.5-inch 1.5-inch 825
£2U0P javers, any attach | TPO HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” | inch o.c. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 33 Min. 1.5-inch, one or Prelim. | WeatherBond | Trufast #15 EHD Fastener with Trufast 2.4” Barbed . 5.5- 42.5-inch 1.5-inch
SC-292 more layers, any 12-inch o.c. ) . -82.5
steel o attach TPO Metal Seam Plate inch o.c. outside
combination
Min. 22 ga.., type B, G.rade 80 Min. 1.5-inch, one or prelim. WeatherBond Trufast #15 EHD F?stener (steel ?nly), Trufast #14 HD . 55. 42 5-inch 1.5-inch
SC-293 steel or min. 2,500 psi more layers, any (concrete only) with Trufast 2.4” Barbed Metal Seam 6-inch o.c. ; . -112.5
L attach TPO inch o.c. outside
structural concrete combination Plate
WEATHERBOND TPO FLEECE APPLICATIONS:
herB HPWX F | only), HD 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . gategend astener (steel only), 0 . .
sC.294 steel or min. 2,500 psi more lavers. an Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 12-inch o.c 5.5- 138.5-inch 1.5-inch 230.0
T P R v o ¥ attach TPO Fleece HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” e inch o.c. outside '
structural concrete combination
Eyehook Seam Plate (AccuSeam)
WeatherB HPWX F | only), HD 14-1
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one or . eatherBond astener (steel only), 0 . .
$C-295 steel or min. 2.500 psi more lavers. an Prelim. WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 138.5-inch 1.5-inch 375
- P . 4 e ¥ attach TPO Fleece HPWHX Plate or #15 Roofgrip (steel only) with 2-3/8" - inch o.c. outside ’
structural concrete combination
Eyehook Seam Plate (AccuSeam)
Min. 22 ga., type B, Grade 80 Min. 1.5-inch, one o . WeatherBond HPWX Fastener (steel only), HD 14-10 . .
$C-296 steel or min. 2,500 psi mdlE layers, an) Prelim. | WeatherBond (concrete only) or CD-10 (concrete only) Fastener and 6-inch o.c 5.5- 90.5-inch 1.5-inch -60.0
- ST attach TPO Fleece HPWX Plate or #15 Roofgrip (steel only) with 2-3/8” - inch o.C. outside :
structural concrete combination
Eyehook Seam Plate (AccuSeam)
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TABLE 2i: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)i .

NEmoO | etc.e

Insulation Roof Cover (Note 15A)
System MbDP
oo Deck (Note 1) ; Attach S Fastener (Note 11 Attachment ==
. e embrane astener (Not: achmen
yp (Note 17) (Note 11)
Min. 22 ga., type B, WeatherBond HPWX Fastener WeatherBond 10” PS RUSS strips are applied over the insulation spaced 138-
. One or more . . . .

$C.297 Grade 80 steel or min. lavers. an Prelim. WeatherBond TPO (steel only), HD 14-10 (concrete inch o.c. The plates are centered over each strip and fastened 6-inch o.c. 300
2,500 psi structural coymb{nat?;n attached only) or CD-10 (concrete only) Roof cover adhered to each strip by first priming with TPO Primer at the strip '
concrete Fastener and HPWX Plate location, then rolling into place with a hand roller.

Min. 22 ga., type B, WeatherBond HPWX Fastener WeatherBond 10” PS RUSS strips are applied over the insulation spaced 114-
. One or more . . . .
sC-208 Grade 80 steel or min. lavers. an Prelim. WeatherBond TPO (steel only), HD 14-10 (concrete inch o.c. The plates are centered over each strip and fastened 6-inch o.c. 450
2,500 psi structural v ! y attached only) or CD-10 (concrete only) Roof cover adhered to each strip by first priming with TPO Primer at the strip '
combination . L .
concrete Fastener and HPWX Plate location, then rolling into place with a hand roller.
Min. 22 ga., type B, WeatherBond HPWX Fastener WeatherBond 10” PS RUSS strips are applied over the insulation spaced 90-
. One or more . . . .

$C-299 Grade 80 steel or min. lavers. an Prelim. WeatherBond TPO (steel only), HD 14-10 (concrete inch o.c. The plates are centered over each strip and fastened 6-inch o.c. 525
2,500 psi structural coymbi,nat?;n attached only) or CD-10 (concrete only) Roof cover adhered to each strip by first priming with TPO Primer at the strip '
concrete Fastener and HPWX Plate location, then rolling into place with a hand roller.

Min. 22 ga., type B, WeatherBond HPWX Fastener WeatherBond 10” PS RUSS strips are applied over the insulation spaced 120-
. One or more . . . .

SC-300 Grade 80 steel or min. lavers. an Prelim. WeatherBond TPO (steel only), HD 14-10 (concrete inch o.c. The plates are centered over each strip and fastened 6-inch o.c. -60.0
2,500 psi structural coymb{nat?gn attached only) or CD-10 (concrete only) Roof cover adhered to each strip by first priming with HP-250 Primer at the '
concrete Fastener and HPWX Plate strip location, then rolling into place with a hand roller.

Min. 22 ga., type B, One or more WeatherBond HPWX Fastener WeatherBond 10” PS RUSS strips are applied over the insulation spaced 60-

$C-301 Grade 80 steel or min. lavers. an Prelim. WeatherBond TPO (steel only), HD 14-10 (concrete inch o.c. The plates are centered over each strip and fastened 12-inch o.c. 60.0
2,500 psi structural coymbilnatit)n attached only) or CD-10 (concrete only) Roof cover adhered to each strip by first priming with HP-250 Primer at the '
concrete Fastener and HPWX Plate strip location, then rolling into place with a hand roller.
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C: (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac s
No. Note 1 sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application
WEATHERBOND TPO MEMBRANE APPLICATIONS:
. . ) . . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
c1. ,s\frlz.ctzl;fa?locz:crete ﬁ’gr'iis"mh WB XP Polyiso, WB XFP Flexible DASH DT | inch Insulfoam I, 11, IX, VIII, XIV or XV followed | Flexible DASH DT x?therBond Aqua Base 120 BA 45.0
v (RIBBON) by additional layer(s) base insulation (RIBBON)
. ) Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
c2. :fr'z'ctzl;fgoczz'crete Polyiso or Min. 1-inch Insulfoam I, II, IX, | Flexible DASH DT | insulation Flexible DASH DT \TA;‘Z;"therBo”d Aqua Base 120 BA -45.0
VIII, XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2.500 bsi Min. 0.5-inch WB XP Polyiso, WBXFP | Flexible DASH or 7::;‘1::::22 (Optional) Additional laver(s) base | ¢\ 10 pash or WeatherBond
Cc-3 stru‘ctL;raI cgncrete Polyiso or Min. 1-inch Insulfoam I, I, IX, | Flexible DASH DT c board: Min. 0.25-inch SECUROCK Flexible DASH DT TPO Aqua Base 120 BA -157.5
VIIL, XIV or XV (RIBBON) overuvoard: N ek’ (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi (Optional) M.in. O.S—ir?ch WB XP Polyiso, FIex?bIe DASH or !nsulat.ion: (Optional) Additional layer(s) base Flex?ble DASH or WeatherBond
C-4. structural concrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT PO Aqua Base 120 BA -45.0
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. . . . . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
C-5. L\ﬂrlzétzdfzgocszlcrete 2’(')':‘}2;5"“" WB XP Polyiso, WBXFP | ¢\ ible DASH DT | inch Insulfoam I, I, 1X, VIIl, XIV or XV followed | Flexible DASH DT \TA;%"‘therB"”d CAV-GRIP Il AP -157.5
v (RIBBON) by additional layer(s) base insulation (RIBBON)
. . . . . . (Optional) Additional optional layer(s) min. 1- .
c6. Min. 2,500 psi Mm.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH WeatherBond CAV-GRIP IIl AP 3525
structural concrete Polyiso (RIBBON) " . . (RIBBON) TPO
by additional layer(s) base insulation
. . . . . ) (Optional) Additional optional layer(s) min. 1- .
7. Min. 2,500 psi Mm.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH DT inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH DT | WeatherBond CAV-GRIP IIl AP 2775
structural concrete Polyiso (RIBBON) " . . (RIBBON) TPO
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP | Flexible DasH pT | (OPtional) Additional optional layer(s) min. 1- | o\ &\ pacy o7 | weatherBond
c-8 LouPP - i inch Insulfoam 1, 11, IX, VIII, XIV or XV followed CAV-GRIP IIl AP 3525
structural concrete Polyiso (FULL) e . . (FULL) TPO
by additional layer(s) base insulation
. . . . . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
co. :fr'z'ctzdfflocg:crete ';/(')'I”'ifc;s"mh WB XP Polyiso, WBXEP | p1siple DASH DT | insulation Flexible DASH DT x‘g’therm"d CAV-GRIP Il AP -157.5
Y (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. . Min. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-10. Qfﬂﬂ'ctzu'fﬁoczilrete Polyiso or Min. 1-inch Insulfoam I, 11, IX, | Flexible DASH DT | insulation Flexible DASH DT xﬁthem"”d CAV-GRIP Ill AP 2325
VIII, XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: (Optional) Additional | b
Min. 2500 oei Min. 0.5-inch WB XP Polyiso, WB XFP | Flexible DASH or m (Optional) Additional laver(s)base | ¢\ 10 pasH or WeatherBond
C-11. stru.ctl;ral czncrete Polyiso or Min. 1-inch Insulfoam I, I, IX, | Flexible DASH DT c board: Min. 0.25-inch SECUROCK Flexible DASH DT PO CAV-GRIP Il AP -157.5
VI, XIV or XV (RIBBON) overboard: Min. 9.2--Inc (RIBBON)
Gypsum-Fiber Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

G Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Attach Attach N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
c12. structural concrete Min. 0.5-inch WB XFP HD (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO CAV-GRIP Il AP -127.5
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
c13. structural concrete | M- 0-5-nch WB XFP HD (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO CAV-GRIP Iil AP 3975
. Insulation: (Optional) Additional layer(s) base \
. . . . . Flexible DASH or TN Flexible DASH or
c-14. Min. 2,500 psi Mln.. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH DT insulation . . Flexible DASH DT WeatherBond CAV-GRIP IIl AP 1575
structural concrete Polyiso (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
XFP HD Plus or EcoStorm VSH
. . . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ 10 pash insulation Flexible DASH WeatherBond
C-15. WB XFP Polyiso or Min. 1-inch X X CAV-GRIP Il AP -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam 1, 11, IX, VIII, XIV or XV m e N N
us or EcoStorm
. . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ 1 pacypT | insulation Flexible DASH DT | WeatherBond
C-16. WB XFP Polyiso or Min. 1-inch X X CAV-GRIP Il AP -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam 1, 11, IX, VIII, XIV or XV m Eco) VSH
us or EcoStorm
. R R . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ i 10 bAsH DT | insulation Flexible DASH DT | WeatherBond
C-17. WB XFP Polyiso or Min. 1-inch i i CAV-GRIP Il AP -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) TPO
Insulfoam I, 11, IX, VIII, XIV or XV m or EcoStorm VSH
u
Insulation: (Optional) Additional layer(s) base
c-18 Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | Flexible DASH insulation Flexible DASH WeatherBond CAV-GRIP Ill AP 3900
’ structural concrete | WB XFP Polyiso (SPLATTER) Coverboard: Min. 0.5-inch WB XFP HD, WB (SPLATTER) TPO '
XFP HD Plus or EcoStorm VSH
. ) ) ) . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
c-19. 'S\fr'z'ctzlf;ocz:crete 2’(')'{'}_2;5""“‘ WB XP Polyiso, WBXFP | ¢\ ible DASH DT | insulation Flexible DASH DT \TA'/)’E”therBO"d CAV-GRIP IIl AP -157.5
Y (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optional) M.ln. 1.5-|r'1ch WB XP Polyiso, Flexible DASH !nsulﬂ: (Optional) Additional layer(s) base Flexible DASH WeatherBond
C-20. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) PO CAV-GRIP Il AP -352.5
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | o 1o pagy pr | Insulation: (Optional) Additional layer(s) base | o\ 1 pasy pT | eatherBond
C-21. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) PO CAV-GRIP Il AP -277.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | o .o pacy pr | Insulation: (Optional) Additional layer(s) base | o\ 1 bas pT | eatherBond
C-22. WB XFP Polyiso or Min. 1-inch insulation CAV-GRIP Il AP -352.5
structural concrete (FULL) i i (FULL) TPO
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . . ) . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
c-23. :fr':'ctzl;fgoczz'crete 2’(')';‘}2;5"“}' WB XP Polyiso, WBXFP | ¢\ ible DASH DT | insulation Flexible DASH DT \TA")?therBond CAV-GRIP Il AP -157.5
Y (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso | (RIBBON)
i i i Insulation: ional) Additional | i
Min. 2,500 psi (Optional) M.m 1.5 |r?ch WB XP Polyiso, FIex!bIe DASH or .nsu at.lon (Optional) Additional layer(s) base Flex!ble DASH or WeatherBond
C-24. structural concrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT TPO CAV-GRIP Il AP -187.5
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. ) . ) . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
C-25. :fr':'ctzl;fgoczz'crete 2’(')';‘}5%5 inch WB XP Polyiso, WBXFP | | ible DASH DT | inch Insulfoam I, I, IX, VIIl, XIV or XV followed | Flexible DASH DT \TA")?therBond LVOC BA -157.5
v (RIBBON) by additional layer(s) base insulation (RIBBON)
. . Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-26. :fr'z‘ctzl;fflocgf"crete Polyiso or Min. 1-inch Insulfoam I, Il, IX, | Flexible DASH DT | insulation Flexible DASH DT ¥onather5°”d LVOC BA -157.5
VIl XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or :::z:ﬁ: (Optional) Additional layer(s) base Flexible DASH or WeatherBond
C-27. str .ct ,raI czncrete Polyiso or Min. 1-inch Insulfoam I, II, IX, | Flexible DASH DT N board: Min. 0.25-inch SECUROCK Flexible DASH DT PO LVOC BA -127.5
uet VIl XIV or XV (RIBBON) overboard: Min. ©.2>-inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
c28. structural concrete Min. 0.5-inch WB XFP HD (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO LVOC BA -127.5
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
-29. ’ Min. 0.5-inch WB XFP HD - . LVOC BA -397.
c29 structural concrete in. 0.5-inc (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO oc 397.5
. Insulation: (Optional) Additional layer(s) base .
. . ) ) ) Flexible DASHor | - Flexible DASH or
c-30. Min. 2,500 psi Mm.. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH DT insulation ' ' Flexible DASH DT WeatherBond LVOC BA 1575
structural concrete | Polyiso Coverboard: Min. 0.5-inch WB XFP HD, WB TPO
(RIBBON) S E— (RIBBON)
XFP HD Plus or EcoStorm VSH
. R R ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) M.m' 1'5_"?Ch WB XP Polyiso, Flexible DASH insulation Flexible DASH WeatherBond
C-31. WB XFP Polyiso or Min. 1-inch i i LVOC BA -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam 1, 11, IX, VIII, XIV or XV —_—
XFP HD Plus or EcoStorm VSH
\ . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) M.m' 1.5—|r'1ch \A./B XP Polyiso, Flexible DASH DT | insulation Flexible DASH DT | WeatherBond
C-32. WB XFP Polyiso or Min. 1-inch . i LVOC BA -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam |, 11, IX, VIII, XIV or XV e ’
XFP HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

G Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Attach Attach N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
) . . ) Insulation: (Optional) Additional layer(s) base
a3 | Min.2,500psi wgt)'(‘;';a;)o'lv'i'; i}s&?;h e POVISO, | Fiexible DASH DT | insulation Flexible DASH DT | WeatherBond | o\ 3975
’ structural concrete Insulfoam IyII X VIl ).(IV or XV (FULL) Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) TPO ’
T XFP HD Plus or EcoStorm VSH
. X . . Insulation: (Optional) Additional layer(s) base
2 Min. 2,500 psi fﬁgt)'(‘;’;a&'lv'i':o' i‘rsl;'/l’i‘rfh 1\{\i/nBc)P(1P POlYISO, | iesible DASH insulation Flexible DASH WeatherBond | |\ oo 2900
. structural concrete Insulfoam Iyll VIl ).(IV or XV (SPLATTER) Coverboard: Min. 0.5-inch WB XFP HD, WB (SPLATTER) TPO :
L XFP HD Plus or EcoStorm VSH
. ) . ) . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-35. :fr':'ctzl;fgoczz'crete 2’(')';‘}2;5"“}' WB XP Polyiso, WB XFP Flexible DASH DT | insulation Flexible DASH DT \TA")?therBond LVOC BA 1575
v (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
. . (Optional) Min. 1.5-inch WB XP Polyiso, . Insulation: (Optional) Additional layer(s) base .
c-36. :fizétzﬁfflocgzlcrete WB XFP Polyiso or Min. 1-inch (F:;g’c')eN?ASH insulation (F:{T;g"oeN?ASH g}?them”d LVOC BA -352.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. ) (Optional) Min. 1.5-inch WB XP Polyiso, . Insulation: (Optional) Additional layer(s) base )
c37. :fr'z‘cif:locg:crete WB XFP Polyiso or Min. 1-inch (F:;g’(')eN?ASH PT | insulation (F:;g’éeN?ASH o w)?them”d LVOC BA -277.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. ) (Optional) Min. 1.5-inch WB XP Polyiso, . Insulation: (Optional) Additional layer(s) base .
c38. 'S\fr'z'ctzlf;ocz:crete WB XFP Polyiso or Min. 1-inch (F;EXL':’)"E DASHDT | insulation (FF'EXL'E)'E DASH DT w}g”them""d LVOC BA -352.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-39. :fr'z'ctzdf;ig:crete WB XFP Polyiso or Min. L-inch Flexible DASH DT | insulation Flexible DASH DT w)'g’therm"d LVOC BA 1575
Insulfoam I, Il, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. . ) ) 4 Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
c-40. 'S\fr'z'ctzl;fgocz:crete 2’(')'{‘}2;5"““ WBXP Polyiso, WBXFP | 1eyible DASH DT | inch Insulfoam I, I, IX, VIlI, XIV or XV followed | Flexible DASH DT \T""g"therB"”d WB-TPO-BA 1575
v (RIBBON) by additional layer(s) base insulation (RIBBON)
. . . . \ . (Optional) Additional optional layer(s) min. 1- .
c.a1. Min. 2,500 psi |V|Il’l.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH inch Insulfoam I, 11, 1X, VIIL, XIV or XV followed Flexible DASH WeatherBond WB-TPO-BA 3525
structural concrete Polyiso (RIBBON) " . . (RIBBON) TPO
by additional layer(s) base insulation
. . . . . . (Optional) Additional optional layer(s) min. 1- .
c.a2. Min. 2,500 psi Mln.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH DT inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH DT | WeatherBond WB-TPO-BA 2775
structural concrete Polyiso (RIBBON) " . . (RIBBON) TPO
by additional layer(s) base insulation
. . . . . . (Optional) Additional optional layer(s) min. 1- .
C.a3. Min. 2,500 psi Mln.' 1.5-inch WB XP Polyiso, WB XFP Flexible DASH DT inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH WeatherBond WB-TPO-BA 3525
structural concrete Polyiso (FULL) " . . (FULL) TPO
by additional layer(s) base insulation
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck i e B yer(s) e = MDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . ) . . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-44. 'S\:'r':'ctzl;fgocz:crete ﬁ’gr'iis"mh WB XP Polyiso, WB XFP Flexible DASH DT | insulation Flexible DASH DT x?themo"d WB-TPO-BA 1575
Y (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. . Min. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-45. :fr':'ctzl;fgocz:crete Polyiso or Min. 1-inch Insulfoam 1, 11, IX, | Flexible DASH DT | insulation Flexible DASH DT \TA")?therBond WB-TPO-BA 2325
VIII, XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
Insulation: ional) Additional |
) _ Min. 0.5-inch WB XP Polyiso, WB XFP _ Insulation: (Optional) Additional layer(s) base _
C-46 Min. 2,500 psi Polviso or Min. L-inch Insulfoam 1. 11, IX Flexible DASH insulation Flexible DASH WeatherBond WB-TPO-BA 675
: structural concrete VIIIyXIV or XV ’ 7777 | (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) TPO '
! Ultralight Coated Glass-Mat Roof Board
Insulation: ional) Additional |
Min. 2,500 osi Min. 0.5-inch WB XP Polyiso, WB XFP | Flexible DASH or 7.::3;::2: (Optional) Additional layer(s) base | ¢\ 1o pASH or WeatherBond
C-47. tr ‘t ’r | pn et Polyiso or Min. 1-inch Insulfoam I, II, IX, | Flexible DASH DT b bo Nk M Xinct SECUROCK Flexible DASH DT PO WB-TPO-BA -157.5
structural concrete | vy xiv or xv (RIBBON) Loverboardy Min-0,25;inc (RIBBON)
Gypsum-Fiber Roof Board
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
c-48. structural concrete Min. 0.5-inch WB XFP HD (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO WB-TPO-BA 1275
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
-49. ’ Min. 0.5-inch WB XFP HD WB-TPO-BA -397.
49 structural concrete in. 0.5-inc (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO © 397.5
. Insulation: (Optional) Additional layer(s) base .
. . . . . Flexible DASH or . . Flexible DASH or
C-50. Min. 2,500 psi Mm.. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH DT insulation . . Flexible DASH DT WeatherBond WB-TPO-BA 1575
structural concrete | Polyiso Coverboard: Min. 0.5-inch WB XFP HD, WB TPO
(RIBBON) ~DVELD0ATE (RIBBON)
XFP HD Plus or EcoStorm VSH
. R R ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) M.m. 1'5_I?Ch V\./B XP Polyiso, Flexible DASH insulation Flexible DASH WeatherBond
C-51. WB XFP Polyiso or Min. 1-inch X X WB-TPO-BA -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam I, 11, IX, VIII, XIV or XV T —— ’
XFP HD Plus or EcoStorm VSH
. . . A Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ 10 pas pT | insulation Flexible DASH DT | WeatherBond
C-52. WB XFP Polyiso or Min. 1-inch i i WB-TPO-BA -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO
Insulfoam |, 11, IX, VIII, XIV or XV —_—
XFP HD Plus or EcoStorm VSH
. . X ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ a1 pasH T | insulation Flexible DASH DT | WeatherBond
C-53. WB XFP Polyiso or Min. 1-inch . X WB-TPO-BA -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) TPO
Insulfoam 1, 11, IX, VIII, XIV or XV —_—
XFP HD Plus or EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
(Optional) Min. 1.5-inch WB XP Polyiso Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi P B . VIS0, Flexible DASH insulation Flexible DASH WeatherBond
C-54. WB XFP Polyiso or Min. 1-inch X X WB-TPO-BA -390.0
structural concrete (SPLATTER) Coverboard: Min. 0.5-inch WB XFP HD, WB (SPLATTER) TPO
Insulfoam I, 11, IX, VIII, XIV or XV NE—
XFP HD Plus or EcoStorm VSH
. ) . ) . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-55. L\fr'z'ctzl;fsoczz'crete 2’(')';"i50(;5"“°h WB XP Polyiso, WBXFP | Liexible DASH DT | insulation Flexible DASH DT ‘TA")%"‘therB"”d WB-TPO-BA -157.5
Y (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optional) M‘ln. 1.5-|r.1ch WB XP Polyiso, Flexible DASH m: (Optional) Additional layer(s) base Flexible DASH WeatherBond
C-56. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) PO WB-TPO-BA -352.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i i Insulation: ional) Additional |
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ o\ pagy pr | Insulation: (Optional) Additional layer(s) base | o\ pac pT | weatherBond
C-57. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) PO WB-TPO-BA -277.5
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ o\ pagy pr | Insulation: (Optional) Additional layer(s) base | o\ pac b7 | weatherBond
C-58. structural concrete WB XFP Polyiso or Min. 1-inch (FULL) insulation (FULL) PO WB-TPO-BA -352.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
. . . . . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-59. 'S\:'r':'ctzl;fgocz:crete 2’2{'}_&5"“?‘ WB XP Polyiso, WB XFP Flexible DASH DT | insulation Flexible DASH DT \TA'/)?therBond WB-TPO-BA 157.5
Y (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. ) (Optional) Min. 1.5-inch WB XP Polyiso, | Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-60. 'S\fr'z'ctzlf;ocz:crete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT w}g”them""d WB-TPO-BA -187.5
Insulfoam |, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP insulation WeatherBond CAV-GRIP Il AP, WB-
-61. . B! B -120.
c6 structural concrete | Polyiso 08500 Coverboard: Min. 0.25-inch SECUROCK 08500 TPO TPO-BA, LVOC BA 0.0
Gypsum-Fiber Roof Board
. . . . (Optional) Additional optional layer(s) min. 1-
ce2. | Min-2,500psi Min. 1.5-inch gigioam I, G i@ 0B500 inch Insulfoam 1, 11, IX, VIII, XIV or XV followed | OB500 WeatherBond |\ - Base 120 1275
structural concrete Polyiso, WB XFP Polyiso, ENRGY 3 . . . TPO
by additional layer(s) base insulation
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam Il, WB XP insulation WeatherBond
C-63. OB500 0OB500 Al B 120 -127.5
structural concrete | Polyiso, WB XFP Polyiso, ENRGY 3 Coverboard: Min. 0.25-inch DensDeck or TPO qua Base
DensDeck Prime
. . . ) (Optional) Additional optional layer(s) min. 1-
Min. 2,500 Min. 1.5-inch ACF Il, WB XP WeatherBond
C-64. - £,°80 P! "SRR 0B500 inch Insulfoam 1, 11, IX, VIII, XIV or XV followed | OB500 eathersond 1 \e-tpo-BA -150.0
structural concrete Polyiso, WB XFP Polyiso, ENRGY 3 o ) . TPO
by additional layer(s) base insulation
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NEmoO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
system — y —— P yer(s) — (Note 15) MDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. . ) . . (Optional) Additional optional layer(s) min. 1-
ces5. | Min-2,500psi Min. 1.5-inch WB XP Polyiso, WBXFP | o5c5 inch Insulfoam 1, 11, IX, VIII, XIV or XV followed | OB500 WeatherBond | ¢\ Grip 11 AP -150.0
structural concrete Polyiso . . . TPO
by additional layer(s) base insulation
Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam Il, WB XP insulation WeatherBond
(o512 structural concrete | Polyiso, WB XFP Polyiso, ENRGY 3 08500 Coverboard: Min. 0.25-inch DensDeck or SR TPO WB-TPO-BA -150.0
DensDeck Prime
. . . . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch ACFoam Il, WB XP PTIT WeatherBond
-67. ! ’ | - -150.
c67 structural concrete Polyiso, WB XFP Polyiso, ENRGY 3 08500 insulation X X . 08500 TPO CAV-GRIP Il AP 150.0
Coverboard: Min. 0.25-inch DensDeck Prime
. ) ) . ) (Optional) Additional optional layer(s) min. 1- CAV-GRIP IIl AP,
ces. | Min-2,500psi Min. 0.5-inch WB XP Polyiso, WBXFP | o5 inch Insulfoam 1, 11, IX, VIIl, XIV or XV followed | OB500 WeatherBond | | \/c ga or WB-TPO- | -157.5
structural concrete Polyiso A ) . . TPO
by min. 0.5-inch base insulation BA
Insulation: ional) Additional |
Min. 2,500 psi Min. 2-inch WB XP Polyiso, WB XFP |::3|:::2: PRTQ ™ e e WeatherBond | CAV-GRIP Il AP, WB-
C-69. T p ) V1O, OB500 X i 0B500 TPO-BA or Aqua Base | -247.5
structural concrete | Polyiso Coverboard: Min. 0.25-inch SECUROCK TPO 120
Gypsum-Fiber Roof Board
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Flexible DASH or
. . . . . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or X
c-70. :fiﬂ;fu'fflocg:crete ';/(')'I”'ifc;s"mh WB XP Polyiso, WBXFP | ¢\ ible DASH DT | inch Insulfoam I, I, IX, VIII, XIV or XV followed | Flexible DASH DT x‘g’t;:erf;’”d (Frlang)éeNDﬁFilnﬂ 45.0
v (RIBBON) by additional layer(s) base insulation (RIBBON) 0c) !
. . . . !nsulat.lon: (Optional) Additional layer(s) base . Flexible DASH or
Min. 2.500 bsi Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or insulation Flexible DASH or WeatherBond Flexible DASH DT
C-71. stru.ctl;ral czncrete Polyiso or Min. 1-inch Insulfoam I, Il, IX, | Flexible DASH DT | Coverboard: Min. 0.25-inch DensDeck Prime Flexible DASH DT TPO Fleece (RIBBON, 12-inch -45.0
VIII, XIV or XV (RIBBON) or SECUROCK Gypsum-Fiber Roof Board or (RIBBON) 0.c) ’
min. 0.5-inch WB XFP HD or WB XFP HD Plus o
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or m (Optional) itional layer(s) base Flexible DASH or WeatherBond Flexible DASH or
C-72. stru;:tL;ral czncrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT c board: Min. 0.5-inch WB XEP HD or WEB Flexible DASH DT TPO Fleece Flexible DASH DT -90.0
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) =overpoarg: Vin. £.5>-Inc or (RIBBON) (RIBBON, 6-inch o.c.)
XFP HD Plus
Min. 2,500 psi (Optional) M.in. 0.5-ir'1ch WB XP Polyiso, FIex?bIe DASH or !nsulat'ion: (Optional) Additional layer(s) base Flex?ble DASH or WeatherBond Flexfble DASH or
C-73. structural concrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT TPO Fleece Flexible DASH DT -90.0
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON) (RIBBON, 6-inch o.c.)
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15
System Deck b pya— £ ver(s) e (Note 15) MDP
ac ac N
No. (Note 1) (psf)
ote Type N p—— Type N N—— Membrane Application
. Insulation: (Optional) Additional layer(s) base . Flexible DASH or
Flexible DASH X X Flexible DASH .
Min. 2,500 psi (Optional) Min. 0.5-inch WB XP Polyiso, ex! N or insulation ex! Y WeatherBond Flexible DASH DT
C-74. . Flexible DASH DT X X Flexible DASH DT . -45.0
structural concrete WB XFP Polyiso Coverboard: Min. 1.5-inch WB XFP HD TPO Fleece (RIBBON, 12-inch
(RIBBON) — (RIBBON)
Composite o.c.)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
. . . . . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
C-75. :fr'z'ctzlﬂocgzlcrete 'p\»/gr .isoo.s inch WB XP Polyiso, WBXFP | ) ible DASH DT | inch Insulfoam I, I, IX, VIll, XIV or XV followed | Flexible DASH DT g}%ﬁ:ﬁ:“d Flexible DASH (FULL) | -157.5
¥ (RIBBON) by additional layer(s) base insulation (RIBBON)
. ) . ) . . (Optional) Additional optional layer(s) min. 1- .
C-76. Min. 2,500 psi Mln.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH WeatherBond Flexible DASH (FULL) 3975
structural concrete Polyiso (RIBBON) & . . (RIBBON) TPO Fleece
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | Flexible DasH pT | (OPtional) Additional optional layer(s) min. 1- | o\ &\ pacy o7 | weatherBond
C-77. e P T YIS0, inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible DASH (FULL) -277.5
structural concrete Polyiso (RIBBON) " . . (RIBBON) TPO Fleece
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | Flexible DasH pr | (OPtional) Additional optional layer(s) min. 1- | o\ &\ hrcpy o7 | weatherBond
C-78. e P T YIS0, inch Insulfoam I, 11, IX, VIII, XIV or XV followed Flexible DASH (FULL) -397.5
structural concrete Polyiso (FULL) A . X (FULL) TPO Fleece
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | Flexible DASH (Optional) Additional optional faver(s) min. 1- 1 0y )0 pay WeatherBond
c-79. &P s vise, inch Insulfoam 1, 11, IX, VIII, XIV or XV followed Flexible DASH (FULL) | -390.0
structural concrete Polyiso (SPLATTER) . . . (SPLATTER) TPO Fleece
by additional layer(s) base insulation
. . . . . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
Min. 2 Min. 0.5-inch WB XP Pol WB XFP . X X . WeatherB .
C-80. strlzctdfflocz:crete o isoos inc olyiso, Flexible DASH DT | insulation Flexible DASH DT TP‘;atH:;c:”d Flexible DASH (FULL) | -157.5
Y (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
i Insulation: ional) Additional |
Min. 2,500 psi Min . 1.5 mch WBIXP Polyiso, WB XFP Flexible DASH .nsu at.lon (Optional) Additional layer(s) base Flexible DASH WeatherBond .
C-81. Polyiso or Min. 1-inch Insulfoam |, 11, IX, insulation Flexible DASH (FULL) -397.5
structural concrete (RIBBON) . . . (RIBBON) TPO Fleece
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi |V|Il’l.. 1.5-|nch WBIXP Polyiso, WB XFP Flexible DASH DT !nsulat.lon: (Optional) Additional layer(s) base Flexible DASH DT | WeatherBond .
C-82. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation Flexible DASH (FULL) -277.5
structural concrete (RIBBON) . . . (RIBBON) TPO Fleece
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
Min. 2,500 psi Mm.' 1.5—|nch WB'XP Polyiso, WB XFP Flexible DASH DT !nsulat.lon: (Optional) Additional layer(s) base Flexible DASH DT | WeatherBond .
C-83. Polyiso or Min. 1-inch Insulfoam |, I, IX, insulation Flexible DASH (FULL) -397.5
structural concrete (FULL) i i . (FULL) TPO Fleece
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
i -i i Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | 0\ i1 pash Insulation: (Optional) Additional layer(s) base | o\ 1o pash WeatherBond .
C-84. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation Flexible DASH (FULL) -390.0
structural concrete (SPLATTER) X X . (SPLATTER) TPO Fleece
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Deck i e B yer(s) e = MDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2500 oci Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or 7:::3::::22 (Optional) Additional layer(s) base | o\ o bASH o WeatherBond
C-85. stru;:tt;ral czncrete Polyiso or Min. 1-inch Insulfoam I, I, IX, | Flexible DASH DT c board: Min. 0.25-inch SECUROCK Flexible DASH DT TPO Fleece Flexible DASH (FULL) -127.5
VIIL, XIV or XV (RIBBON) ~overboard: Min. 9.2>-Inc (RIBBON)
Gypsum-Fiber Roof Board
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min . 1.5 mch WBIXP Polyiso, WB XFP Flexible DASH .nsu at.lon (Optional) Additional layer(s) base Flexible DASH WeatherBond .
C-86. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation Flexible DASH (FULL) -397.5
structural concrete (RIBBON) . y (RIBBON) TPO Fleece
VIIl, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi Mln.. 1.5-|nch WB.XP Polyiso, WB XFP Flexible DASH DT !nsulat.lon: (Optional) Additional layer(s) base Flexible DASH DT | WeatherBond .
C-87. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation Flexible DASH (FULL) -277.5
structural concrete (RIBBON) X . (RIBBON) TPO Fleece
VI, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | o\ o0 by pr | Insulation: (Optional) Additional layer(s) base. | o\ &\ pagy pT | weatherBond .
C-88. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation Flexible DASH (FULL) -397.5
structural concrete (FULL) X . (FULL) TPO Fleece
VIIl, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
i Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | o 10 pasy Insulation; (Optional) Additional layer(s) base | o\ o\ by WeatherBond .
C-89. structural concrete Polyiso or Min. 1-inch Insulfoam I, 11, IX, (SPLATTER) insulation (SPLATTER) TPO Fleece Flexible DASH (FULL) -390.0
VIII, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond .
0. structural concrete Min. 0.5-inch WB XFP HD (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO Fleece Flexible DASH (FULL) 1275
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond .
9. structural concrete Min. 0.5-inch WB XFP HD (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO Fleece Flexible DASH (FULL) -390.0
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or i::ﬁl:t;g: (Optional) ftional layer(s) base Flexible DASH or WeatherBond
C-92. stru.ctL;raI czncrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT Coverboard: Min. 0.5-inch WB XEP HD. WB Flexible DASH DT TPO Eleece Flexible DASH (FULL) | -157.5
Insulfoam I, II, IX, VIII, XIV or XV (RIBBON) ~overboard: Vin. 9.>-inc g (RIBBON)
XFP HD Plus or EcoStorm VSH
. . . . . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
co3. | MmZS00psl | Min 0.5inch WBXPRolyiso, WBXFP | Fiexiple DASH DT | insulation Flexible DASH DT | WeHerBONd | posgiie past (FuLL) | -157.5
Y (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
i in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi (Optional) M'm 1.5 |r?ch WB XP Polyiso, Flexible DASH .nsu at.lon (Optional) Additional layer(s) base Flexible DASH WeatherBond .
C-94. WB XFP Polyiso or Min. 1-inch insulation Flexible DASH (FULL) -352.5
structural concrete (RIBBON) i i (RIBBON) TPO Fleece
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i i Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ 10 pagy pr | Insulation: (Optional) Additional laer(s)base | 1\ i1 pask DT | WeatherBond .
C-95. WB XFP Polyiso or Min. 1-inch insulation Flexible DASH (FULL) -277.5
structural concrete (RIBBON) . . (RIBBON) TPO Fleece
Insulfoam |, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

G Deck Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
Attach Attach N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. ) (Optional) Min. 1.5-inch WB XP Polyiso, . Insulation: (Optional) Additional layer(s) base .
C-96. 's\frlz.ctzlﬁa?locz:crete WB XFP Polyiso or Min. 1-inch (FF'EXL'E)"* DASHDT | %nsulation (FF'EXL'E)'Q Y xﬁiﬁzznd Flexible DASH (FULL) | -352.5
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 osi (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or m (Optional) Additional fayer(s) base | ¢\ 1o pASH or WeatherBond
C-97. stru‘ctL;raI cgncrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT c board: Min. 1.5-inch WB XFP HD Flexible DASH DT TPO Fleece Flexible DASH (FULL) -112.5
Insulfoam I, I, IX, VIII, XIV or XV (RIBBON) ~overboarg: Min. 1.>-nc (RIBBON)
Composite
. . . ) . Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
c-98. :fﬁﬂ;fu’ff.ocf,’:crete :;/CI,T }SOO'S_mCh WB XP Polyiso, WBXFP | ¢\ ible DASH DT | insulation Flexible DASH DT xﬁ‘;?:;f:"d Flexible DASH (FULL) | -157.5
Y (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. ) (Optional) Min. 1.5-inch WB XP Polyiso, | Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
c-99. inﬂ'ctzu’f;oﬁlrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT ‘TA")%‘“FT:;S:”" Flexible DASH (FULL) | -187.5
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. ) ) . ) Flexible DASH or | (Optional) Additional optional layer(s) min. 1- Flexible DASH or .
C-100. :f::;if;ig:crete :;/CI,IF 'isoo's_mCh W8 XP Polyiso, WB XFP Flexible DASH DT | inch Insulfoam I, II, IX, VIII, XIV or XV followed | Flexible DASH DT xﬁ‘;?:z:"d (FF'EXL'B'e DASH DT 1575
Y (RIBBON) by additional layer(s) base insulation (RIBBON)
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP | Flexible DASH (Optional) Additional optional layer(s) min. 1- | o o\ pac WeatherBond | Flexible DASH DT
C-101. . inch Insulfoam 1, 11, IX, VIII, XIV or XV followed -397.5
structural concrete | Polyiso (RIBBON) \o . . (RIBBON) TPO Fleece (FULL)
by additional layer(s) base insulation
ional) Additional ional | in. 1-
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP | Flexible DAsH pr | (OPtional) Additional optional layer(s) min Flexible DASH DT | WeatherBond | Flexible DASH DT
C-102. A inch Insulfoam 1, 11, IX, VIII, XIV or XV followed -277.5
structural concrete Polyiso (RIBBON) o . X (RIBBON) TPO Fleece (FULL)
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP | Flexible DAsH DT | (OPtional) Additional optional layer(s) min. 1- | o\ o 56y 57 | WeatherBond | Flexible DASH DT
C-103. ) inch Insulfoam 1, 11, IX, VIII, XIV or XV followed -397.5
structural concrete Polyiso (FULL) " . X (FULL) TPO Fleece (FULL)
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WB XFP | Flexible DASH (Optional) Additional optional layer(s) min. 1- | o o\ pacy WeatherBond | Flexible DASH DT
C-104. ) inch Insulfoam |, 11, IX, VIII, XIV or XV followed -390.0
structural concrete Polyiso (SPLATTER) " . X (SPLATTER) TPO Fleece (FULL)
by additional layer(s) base insulation
i Insulation: (Optional) Additional | b i
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, wg x¢p | Hiexible DASHor | Insulation: (Optional) Additional layer(s) base | Flexible DASH or |\ a5nd | Flexible DASH DT
C-105. structural concrete Polviso Flexible DASH DT | insulation Flexible DASH DT TPO Fleece (FULL) -157.5
Y (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
in. 1.5-i B i B . Insulation: (Optional) Additional | b . .
106 | Min-2,500psi Min. & S-inch W XP Polyiso, WEXIP | Flexible pasy | 1huiztion (Optional) Additional layer(s) base | p1o.iyje pasH | WeatherBond | Flexible DASH DT 3975
’ structural concrete v ' 7777 | (RIBBON) . . . (RIBBON) TPO Fleece (FULL) ’
VI, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Top Insulation Layer(s)

Roof Cover (Note 15)

NEmoO | etc.e

System Deck pya— e MDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
in. 1.5-i i Insulation: (Optional) Additional | b
107 | Min-2:500psi PMO'F isloso'rnl\cﬂ?nwii)éihpﬁ:;':j‘f’c’):\r/nleﬁplx Flexible DASH DT 7|::3|:t:22 (Optional) Additional layer(s) base | o\ 1o bASH DT | WeatherBond | Flexible DASH DT N
’ structural concrete v ' "7 | (RIBBON) . . . (RIBBON) TPO Fleece (FULL) ’
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
in. 1.5-i i ) Insulation: (Optional) Additional | b ) .
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | o\ o0 gy pr | Insulation: (Optional) Additional layer(s) base | ¢\ &0 pagi pT | weatherBond | Flexible DASH DT
C-108. structural concrete Polyiso or Min. 1-inch Insulfoam I, 11, IX, (FULL) insulation (FULL) TPO Fleece (FULL) -397.5
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | o 10 pasy Insulation: (Optional) Additional fayer(s) base | oy i) pasyy WeatherBond | Flexible DASH DT
C-109. structural concrete Polyiso or Min. 1-inch Insulfoam I, 11, IX, (SPLATTER) insulation (SPLATTER) TPO Fleece (FULL) -390.0
VIII, XIV or XV Coverboard: Min. 0.25-inch DensDeck Prime
) Insulation: (Optional) Additional layer(s) base )
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, WB xFp | H/eXiDIe DASHOr 1t \ tion Flexible DASHOr 1 1/ therBond | Flexible DASH DT
C-110. ) Flexible DASH DT X \ Flexible DASH DT -157.5
structural concrete | Polyiso Coverboard: Min. 0.25-inch SECUROCK TPO Fleece (FULL)
(RIBBON) S S (RIBBON)
Gypsum-Fiber Roof Board
Min. 2.500 osi Min. 1.5-inch WB XP Polyiso, WBXFP | Flexible DASH or 7::3::::22 (Optional) Additional laver(s)base | ¢\ 10 pash or WeatherBond | Flexible DASH DT
C-111. stru'ctl,’lral czncrete Polyiso or Min. 1-inch Insulfoam I, I, IX, | Flexible DASH DT c board" Min. 0.35-inch SECUROCK Flexible DASH DT TPO Fleece (FULL) -187.5
VI, XIV or XV (RIBBON) =overboard: Vin. ©.2>-Inc (RIBBON)
Gypsum-Fiber Roof Board
in. 1.5 i ion: ional) Additional |
Min. 2,500 psi Min . 15 mch WB.XP Polyiso, WB XFP Flexible DASH 7!nsulat.|on (Optional) Additional faver(s) base Flexible DASH WeatherBond Flexible DASH DT
C-112. Polyiso or Min. 1-inch Insulfoam I, 11, IX, insulation -397.5
structural concrete (RIBBON) . . (RIBBON) TPO Fleece (FULL)
VIIl, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP 1 o\ o) pagy pr | insulation: (Optional) Additional laver(s) base | o 1o pasi pT | WeatherBond | Flexible DASH DT
C-113. structural concrete Polyiso or Min. 1-inch Insulfoam I, 11, IX, (RIBBON) insulation (RIBBON) TPO Fleece (FULL) -277.5
VIII, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
in. 1.5-i i Insulation: ional) Additional |
Min. 2,500 psi Min . 15 mch WB.XP Poly @PVAQFR Flexible DASH DT %nsu at.lon (Optional) Additional faver(s) base Flexible DASH DT | WeatherBond Flexible DASH DT
C-114. Polyiso or Min. 1-inch Insulfoam I, II, IX, insulation -397.5
structural concrete (FULL) . . (FULL) TPO Fleece (FULL)
VIII, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
in. 1.5-i i Insulation: (Optional) Additional | b
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | o\ 10 pacy Insulation: (Optional) Additional layer(s) base | oo\ pasyy WeatherBond | Flexible DASH DT
C-115. structural concrete Polyiso or Min. 1-inch Insulfoam |, 11, IX, (SPLATTER) insulation (SPLATTER) TPO Fleece (FULL) -390.0
VIII, XIV or XV Coverboard: Min. 7/16-inch APA rated OSB
Min. 2,500 psi . | Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond Flexible DASH DT
- . . 0.5- D -127.
c-116 structural concrete Miged.5Anch AR R (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO Fleece (FULL) 75
Min. 2,500 psi . ) Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond Flexible DASH DT
-117. .0.5- B D -390.
Say structural concrete R{iN"QS-inTRY/B X H (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO Fleece (FULL) 3900
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
. Insulation: (Optional) Additional layer(s) base .
Flexible DASH X X Flexible DASH .
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, WB XFP exibre " | insulation exible DASHoOr |\ - therBond | Flexible DASH DT
C-118. . Flexible DASH DT X X Flexible DASH DT -157.5
structural concrete Polyiso Coverboard: Min. 0.5-inch WB XFP HD, WB TPO Fleece (FULL)
(RIBBON) NE— (RIBBON)
XFP HD Plus or EcoStorm VSH
. . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ a1 pagy insulation Flexible DASH WeatherBond | Flexible DASH DT
C-119. WB XFP Polyiso or Min. 1-inch i i -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO Fleece (FULL)
Insulfoam 1, 11, IX, VIII, XIV or XV — ’
XFP HD Plus or EcoStorm VSH
. . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ 1 pac pT | insulation Flexible DASH DT | WeatherBond | Flexible DASH DT
C-120. WB XFP Polyiso or Min. 1-inch : g -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO Fleece (FULL)
Insulfoam I, 11, IX, VIII, XIV or XV O —a
XFP HD Plus or EcoStorm VSH
) . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ i 10 basH DT | insulation Flexible DASH DT | WeatherBond | Flexible DASH DT
C-121. WB XFP Polyiso or Min. 1-inch X < -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) TPO Fleece (FULL)
Insulfoam I, 11, IX, VIII, XIV or XV N
XFP HD Plus or EcoStorm VSH
(Optional) Min. 1.5-inch WB XP Polyi Insulation: (Optional) Additional layer(s) base
c-122 Min. 2,500 psi WS )I(C::Papol iIS(; o.r I\I/||r: 1-inch OIS0 1 Elexible DASH insulation Flexible DASH WeatherBond | Flexible DASH DT 390.0
’ structural concrete v ’ (SPLATTER) Coverboard: Min. 0.5-inch WB XFP HD, WB (SPLATTER) TPO Fleece (FULL) '
Insulfoam 1, 11, IX, VIII, XIV or XV -
XFP HD Plus or EcoStorm VSH
ible D. Insulation: (Optional) Additional | b Flexible DASH
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, WB XFP F!ex!b SRR .nsu 2 .|on (Optional) ftional fayer(s) base ex!b e DASH or WeatherBond Flexible DASH DT
C-123. structural concrete Polviso Flexible DASH DT | insulation Flexible DASH DT TPO Fleece (FULL) -157.5
v (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
Min. 2,500 psi (Optional) Min. 1.5-inch WBXP Polyiso, | a1 pagy Insulation: (Optional) Additional laver(s)base | ¢\ 10 pash WeatherBond | Flexible DASH DT
G124 | riuctural concrete | VB XFP Polyiso or Min, 1-inch (RIBBON) insulation (RIBBON) TPO Fleece (FULL) 3525
Insulfoam I, 11, IX, VII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i i Insulation: ional) Additional |
Min. 2,500 psi (Optional) M.m 15 ”?Ch WB XP Polyiso, Flexible DASH DT %nsu at.lon (Optional) Additional laver(s) base Flexible DASH DT | WeatherBond Flexible DASH DT
C-125. WB XFP Polyiso or Min. 1-inch insulation -277.5
structural concrete (RIBBON) X i (RIBBON) TPO Fleece (FULL)
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ o pay pr | Lnsulation: (Optional) Additional layer(s) base | ¢ &1 basH DT | weatherBond | Flexible DASH DT
C-126. structural concrete WB XFP Polyiso or Min. 1-inch (FULL) insulation (FULL) TPO Fleece (FULL) -352.5
Insulfoam |, 11, IX, VI, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Insulation: (Optional) Additional | b
Min. 2,500 psi (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or 7i2:3l:tilz: (Optional) itional layer(s) base Flexible DASH or WeatherBond Flexible DASH DT
C-127. . p WB XFP Polyiso or Min. 1-inch Flexible DASH DT X X Flexible DASH DT -112.5
structural concrete Coverboard: Min. 1.5-inch WB XFP HD TPO Fleece (FULL)

Insulfoam I, 11, IX, VIII, XIV or XV

(RIBBON)

Composite

(RIBBON)
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac s
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or | Insulation: (Optional) Additional layer(s) base | Flexible DASHor |\ a0y | Flexible DASH DT
C-128. structural concrete Polviso Flexible DASH DT | insulation Flexible DASH DT TPO Fleece (FULL) -157.5
Y (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. . (Optional) Min. 1.5-inch WB XP Polyiso, | Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or .
C-129. :fr':'ctzl;fgoczz'crete WB XFP Polyiso or Min. 1-inch Flexible DASH DT | insulation Flexible DASH DT \TA")?FT:;S;’M (FFlfJXL'E)'e DASHDT -187.5
Insulfoam I, 11, IX, VIII, XIV or XV (RIBBON) Coverboard: Min. 2-inch WB XP-NB Polyiso (RIBBON)
. . . ) . Flexible DASH or (Optional) Additional optional layer(s) min. 1- Flexible DASH or
C-130. :fﬁﬂ;fu’ff.ocf,’i'crete 'F\:,T }soo's_lnCh WB XP Polyiso, WBXFP | ) ible DASH DT | inch Insulfoam I, I, 1X, VIlI, XIV or XV followed | Flexible DASH DT xﬁa’:gf:”d HydroBond WB 1575
¥ (RIBBON) by additional layer(s) base insulation (RIBBON)
. ) . ) . . (Optional) Additional optional layer(s) min. 1- .
C-131. Min. 2,500 psi Mln.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH WeatherBond HydroBond WB 280.0
structural concrete Polyiso (RIBBON) - . . (RIBBON) TPO Fleece
by additional layer(s) base insulation
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP | Flexible DasH pr | (OPtional) Additional optional layer(s) min. 1- | o\ o\ pac o7 | weatherBond
C-132. . P t VIS0, inch Insulfoam 1, 11, IX, VIII, XIV or XV followed HydroBond WB -277.5
structural concrete Polyiso (RIBBON) N . . (RIBBON) TPO Fleece
by additional layer(s) base insulation
. ) ) ) ) ) (Optional) Additional optional layer(s) min. 1- .
c-133. Min. 2,500 psi Mm.. 1.5-inch WB XP Polyiso, WB XFP Flexible DASH DT inch Insulfoam I, 11, 1X, VIII, XIV or XV followed Flexible DASH DT | WeatherBond HydroBond WB 2800
structural concrete Polyiso (FULL) o . X (FULL) TPO Fleece
by additional layer(s) base insulation
Min. 2,500 psi Mm.. 1.5—|nch WBIXP Polyiso, WB XFP Flexible DASH .(Opt|onal) Additional optional layer(s) min. 1- Flexible DASH WeatherBond
C-134. Polyiso or Min. 1-inch Insulfoam I, 11, IX, inch Insulfoam 1, 11, IX, VIII, XIV or XV followed HydroBond WB -280.0
structural concrete (SPLATTER) . . . (SPLATTER) TPO Fleece
VIII, XIV or XV by additional layer(s) base insulation
. . Min. 0.5-inch WB XP Polyiso, WB XFP Flexible DASH or Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-135. :fr'z‘cif:locz;‘crete Polyiso or Min. 1-inch Insulfoam I, Il, IX, | Flexible DASH DT | insulation Flexible DASH DT x‘;at;:;fg”d HydroBond WB -157.5
VIll, XIV or XV (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON)
. Insulation: (Optional) Additional layer(s) base .
Flexible DASH or T Flexible DASH or
C-136. Min. 2,500 psi Mln.O 5-inch WB XP Polyiso, WB XFP Flexible DASH DT insulation . . Flexible DASH DT WeatherBond HydroBond WB 1575
structural concrete Polyiso Coverboard: Min. 0.25-inch SECUROCK TPO Fleece
(RIBBON) =OVEILOdTY (RIBBON)
Gypsum-Fiber Roof Board
. . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP } 0\ i1 pas insulation Flexible DASH WeatherBond
C-137. Polyiso or Min. 1-inch Insulfoam I, 11, IX, . . HydroBond WB -395.0
structural concrete VILLXIV Br XV (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) TPO Fleece
! Gypsum-Fiber Roof Board
. . ) Insulation: (Optional) Additional layer(s) base
c13g | Min.2,500 psi 'F‘,"O'lnlslo'r; :nn;?nwiif:hpﬁ:\s/:;?é::f|xﬁP|x Flexible DASH DT | insulation Flexible DASH DT | WeatherBond | |, oo\ e
" | structural concrete N ' "7 | (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) TPO Fleece v ’

VI, XIV or XV

Gypsum-Fiber Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac s
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
) ) ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi Min. 1.5-inch WB XP Polyiso, WBXFP 1 0\ o\ paSH DT | insulation Flexible DASH DT | WeatherBond
C-139. Polyiso or Min. 1-inch Insulfoam I, 11, IX, . . HydroBond WB -395.0
structural concrete VIIL XIV or XV (FULL) Coverboard: Min. 0.25-inch SECUROCK (FULL) TPO Fleece
! Gypsum-Fiber Roof Board
. . . Insulation: (Optional) Additional layer(s) base
140, | Min-2:500psi g’c')'lnlsloi’ :“l\c/l’i‘nwﬁi);zhpl‘::ﬁ‘f’é;’:’nleﬁPIX Flexible DASH insulation Flexible DASH WeatherBond | oo 3900
’ structural concrete VIIIyXIV or XV ' ' | (SPLATTER) Coverboard: Min. 0.25-inch SECUROCK (SPLATTER) TPO Fleece Y ’
! Gypsum-Fiber Roof Board
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
C-141. structural concrete Min. 0.5-inch WB XFP HD (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD (RIBBON) TPO Fleece HydroBond W8 1275
Min. 2,500 psi . . Flexible DASH DT | Insulation: Min. 1.6-inch Optim-R Flexible DASH DT | WeatherBond
C142. structural concrete Min. 0.5-inch WB XFP HD (FULL) Coverboard: Min. 0.5-inch WB XFP HD (FULL) TPO Fleece HydroBond WB 3975
Insulation: ional) Additional |
Min. 2,500 osi Min. 0.5-inch WB XP Polyiso, WB XFP | Flexible DASH or 7|::ﬁ|:::2: (Optional) Additional layer(s) base | ¢\ 1o pASH or WeatherBond
C-143. str ‘ct ’raI cgncrete Polyiso or Min. 1-inch Insulfoam I, II, IX, | Flexible DASH DT c board: Min. 0.5-inch WB XFP HD. WB Flexible DASH DT TPO Fleece HydroBond WB -157.5
uet VIl XIV or XV (RIBBON) coverboard: Min. 0.>-inc g (RIBBON)
XFP HD Plus or EcoStorm VSH
. R R . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ o0 pasyy insulation Flexible DASH WeatherBond
C-144. WB XFP Polyiso or Min. 1-inch R X HydroBond WB -397.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO Fleece
Insulfoam I, 11, IX, VIII, XIV or XV S ’
XFP HD Plus or EcoStorm VSH
. R R ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ 1o pasH pT | insulation Flexible DASH DT | WeatherBond
C-145. WB XFP Polyiso or Min. 1-inch X X HydroBond WB -277.5
structural concrete (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, WB (RIBBON) TPO Fleece
Insulfoam 1, 11, IX, VIII, XIV or XV EEE— !
XFP HD Plus or EcoStorm VSH
. . . ) Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢ o1 basH DT | insulation Flexible DASH DT | WeatherBond
C-146. WB XFP Polyiso or Min. 1-inch i i HydroBond WB -397.5
structural concrete (FULL) Coverboard: Min. 0.5-inch WB XFP HD, WB (FULL) TPO Fleece
Insulfoam 1, 11, IX, VIII, XIV or XV I E—— ’
XFP HD Plus or EcoStorm VSH
. X X . Insulation: (Optional) Additional layer(s) base
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ i1 pasy insulation Flexible DASH WeatherBond
C-147. WB XFP Polyiso or Min. 1-inch . X HydroBond WB -390.0
structural concrete (SPLATTER) Coverboard: Min. 0.5-inch WB XFP HD or WB (SPLATTER) TPO Fleece
Insulfoam |, 11, IX, VIII, XIV or XV —
XFP HD Plus
. ) ) ) . Flexible DASH or | Insulation: (Optional) Additional layer(s) base Flexible DASH or
C-148. s'\fr':'ctzdfgocz:crete 'F‘,’L'l“'ii's"mh WB XP Polyiso, WBXFP | | ible DASH DT | insulation Flexible DASH DT w)%at;:erf:”d HydroBond WB 1575
v (RIBBON) Coverboard: Min. 0.5-inch EcoStorm VSH (RIBBON)
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NEmMO | etc.e
TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation L. Top Insulation L: Roof C (Note 15)
System Deck ase Insulation Layer —— op Insulation Layer(s) p— oof Cover (Note VIDP
ac ac N
No. Note 1 sf;
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Membrane Application (psf)
Min. 2,500 psi (Optional) M}n. 1.5-|r.1ch WB XP Polyiso, Flexible DASH w: (Optional) Additional layer(s) base Flexible DASH WeatherBond
C-149. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) TPO Fleece HydroBond WB -352.5
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
i i Insulation: ional) Additional |
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ o pagy pr | Insulation: (Optional) Additional layer(s) base | ¢\ pack pT | weatherBond
C-150. structural concrete WB XFP Polyiso or Min. 1-inch (RIBBON) insulation (RIBBON) TPO Fleece HydroBond WB -277.5
Insulfoam 1, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2,500 psi (Optional) Min. 1.5-inch WB XP Polyiso, | ¢\ pagy pr | Insulation: (Optional) Additional layer(s) base | ¢ 10 pasH pT | weatherBond
C-151. structural concrete WB XFP Polyiso or Min. 1-inch (FULL) insulation (FULL) TPO Fleece HydroBond WB -352.5
Insulfoam I, 11, IX, VIII, XIV or XV Coverboard: Min. 0.5-inch EcoStorm VSH
Min. 2.500 bsi (Optional) Min. 0.5-inch WB XP Polyiso, | Flexible DASH or 7:223::::2: EL N @V A Flexible DASH or WeatherBond
C-152. stru‘ctL;raI czncrete WB XFP Polyiso or Min. 1-inch Flexible DASH DT c Board™in. N5-inthwB XERHD Flexible DASH DT TPO Fleece HydroBond WB -112.5
Insulfoam I, II, IX, VIII, XIV or XV (RIBBON) ~overboarg: vin. 2.>-inc (RIBBON)
Composite
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
Min. 2,500 psi . . WeatherBond
C-153. structural concrete Min. 0.5-inch HP Recovery Board HA None HA TPO AC Fleece Hot Asphalt -150.0
. ) One or more layers min. 1.5-inch WB Insulation: (Optional) Additional layer(s) base
C-154. :fr'z'ctzl;fgocz:crete XP Polyiso, WB XFP Polyiso, ACFoam Il, | HA insulation HA \TA,’DEC;”X?;?::C‘Z Hot Asphalt -150.0
ENRGY 3 or ISO 95+ GL Coverboard: Min. 0.5-inch HP Recovery Board
WEATHERBOND PAS TPO MEMBRANE APPLICATIONS:
. ) ) . . Insulation: (Optional) Additional layer(s) base )
C-155 Min. 2,500 psi (Optional) One or more layers, min. 1- Flexible DASH insulation Flexible DASH WeatherBond Self-adhered 315.0
: structural concrete inch Insulfoam 1, 11, IX, VIII, XIV or XV (FULL) i . (FULL) PAS TPO !
Coverboard: Min. 2-inch Insulfoam SP

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck e e MDP
No. (Note 1) ac ac (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) passlily LEDIAY
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional layer(s
Min. 2.500 psi Min. 1.5-inch WB XP Flexible DASH or —basL:e inlsulal(:ioFr: : ) ! ver(s) Flexible DASH or SureMB 90TG or 120TG \I?I/::ct:t;rlgzzi?alzpo
C-156. i p Polyiso, WB XFP Flexible DASH DT . . . Flexible DASH DT X . -165.0
structural concrete Polviso (RIBBON) Coverboard: Min. 0.5-inch DensDeck Prime (RIBBON) / torch-applied DASH or Flexible
v or SECUROCK Gypsum-Fiber Roof Board DASH DT (FULL)
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TABLE 38: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15)
System Deck Ceah e MDP
No. (Note 1) I8 ac (psf)
Type (Notes 6,7,8) Type (Notes 6,7,8) LB TELH
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
. . . Insulation: (Optional) Additional layer(s) X
Min. 2.500 bsi Min. 0.5-inch WB XP Flexible DASH or base insulation Flexible DASH or SureMB 907G or 120TG WeatherBond TPO
C-157. - P Polyiso, WB XFP Flexible DASH DT X X . Flexible DASH DT X AC Fleece / WB-CAA | -157.5
structural concrete . Coverboard: Min. 0.25-inch DensDeck Prime / torch-applied
Polyiso (RIBBON) _—— ) (RIBBON) or hot asphalt
or SECUROCK Gypsum-Fiber Roof Board
. . Min. 1.5-inch WB XP Flexible DASH or Insulation: (Optional) Additional layer(s) Flexible DASH or WeatherBond TPO
C-158. Min. 2,500 psi Polyiso, WB XFP Flexible DASH DT base insulation Flexible DASH DT SureMB90TG or 12016 |\ rieace / WB-CAA | -202.5
structural concrete . . . . / torch-applied
Polyiso (RIBBON) Coverboard: Min. 0.25-inch DensDeck Prime (RIBBON) or hot asphalt
in. 2,500 psi mR/I:OSWE?r;(I\:/\;B XP Lnassl,sa;;i:ur};‘(:gztional) Additional layer(s) o3 501G o 1207 WeatherBond TPO
C159. structural concrete Polyiso or min. 2-inch 0B500 Coverboard: Min. 0.25-inch SECUROCK prs00 / torch-applied AC Fleece / WB-CAA | -105.0
— or hot asphalt
Insulfoam I or VIII Gypsum-Fiber Roof Board
. X . . Insulation: (Optional) Additional layer(s) WeatherBond TPO
C-160. L\frlz;:tzu’f:locz:crete :V(')':'i/lzl]'”‘:h Insulfoam | 5509 base insulation 0B500 ?”trjr'\c/'hB_:m“Gegr 12076 | AC Fleece / WB-CAA | -120.0
Coverboard: Min. 0.25-inch DensDeck Prime PP or hot asphalt
. . Min. 1.5-inch WB XP Insulation: (Optional) Additional layer(s) WeatherBond TPO
C-161. xrlz'ctzﬁfgocg:crete Polyiso, WB XFP 0B500 base insulation 0B500 ?“{;’Zﬁ:oﬁg' 12076 1 AC Fleece / WB-CAA | -150.0
Polyiso Coverboard: Min. 0.25-inch DensDeck Prime pp or hot asphalt
. . . . Insulation: (Optional) Additional layer(s) WeatherBond TPO
c-162. Min. 2,500 psi Min. 2-inch W8 XP 0B500 base insulation 0B500 SureMB 90TG or120TG | s rlaace / WB-CAA | -202.5
structural concrete Polyiso X . . / torch-applied
Coverboard: Min. 0.5-inch DensDeck Prime or hot asphalt

TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

i Attachment MDP
System Deck Insulation Layer Roof Cover (Note 158
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density sf
RHINOBOND SYSTEMS:
1 per 5.3 ft?
Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (6 parts per 4 x 8 ft board) WeatherBond TPO induction welded with
C-163. - ) . ) ) -45.0
structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data Sheet 1-29; | RhinoBond tool per manufacturer’s instructions.
Note A
1 per 4.0 ft?
C-164 Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) WeatherBond TPO induction welded with 525
’ structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data Sheet 1-29; | RhinoBond tool per manufacturer’s instructions. ’
Note A
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

NEmoO | etc.e

i Attachment
System Deck Insulation Layer : Roof Cover (Note 158] MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density (psf)
Min. 2,500 psi Min. 1.5-inch thick, onf.z or. HD 14-10 or CD-10 and RhinoBond Plate- 1per3.2 2 W.eathe.rBond TPO (min. 60-mil) |nduct’|on welded
C-165. more layers, any combination. X with RhinoBond tool per manufacturer’s -52.5
structural concrete TPO or RhinoBond Treadsafe Plate-TPO (10 parts per 4 x 8 ft board) X .
Note B. instructions.
1 per 4.0 ft?
C-166 Min. 2,500 psi Min. 1-inch thick, one or more HD 14-10 or CD-10 and RhinoBond Plate- (8 parts per 4 x 8 ft board) WeatherBond TPO induction welded with -60.0
’ structural concrete | layers, any combination. TPO or RhinoBond Treadsafe Plate-TPO Per FM Loss Prevention Data Sheet 1-29; | RhinoBond tool per manufacturer’s instructions. ’
Note A
Min. 2,500 psi Min. 1.5-inch thick, ont:‘: or. HD 14-10 or CD-10 and RhinoBond Plate- 1per2.7 2 V\{eatherBond TPO (min. 60-mil) |nduct’|on welded
C-167. more layers, any combination. X with RhinoBond tool per manufacturer’s -67.5
structural concrete TPO or RhinoBond Treadsafe Plate-TPO (12 parts per 4 x 8 ft board) X .
Note B. instructions.
- = - 2
168 Min. 2,500 psi Min. 1.5 ;’:;hat:'cck(;;';?nc;ion HD 14-10 or CD-10 and RhinoBond Plate- h tl R f‘osf:t - WeatherBond TPO induction welded with 975
: structural concrete Yers, any ! TPO or RhinoBond Treadsafe Plate-TPO P ) 4 oard) RhinoBond tool per manufacturer’s instructions. '
Note B. Per FM Loss Prevention Data Sheet 1-29
Min. 2,500 psi Min. 1.5-inch thick, ont:‘: or. HD 14-10 or CD-10 and RhinoBond Plate- . . . V\{eatherBond TPO (min. 60-mil) |nduct’|on welded
C-169. more layers, any combination, X 18-inch o.c. in rows 60-inch o.c. with RhinoBond tool per manufacturer’s -30.0
structural concrete S TPO or RhinoBond Treadsafe Plate-TPO . .
preliminarily attached instructions.
Min. 2,500 psi Min. 1.5-inch thick, omha or. HD 14-10 and RhinoBond Plate-TPO or . . . V\{eatherBond TPO (min. 60-mil) mduct,lon welded
C-170. more layers, any combination, R 12-inch o.c. in rows 120-inch o.c. with RhinoBond tool per manufacturer’s -30.0
structural concrete N RhinoBond Treadsafe Plate-TPO . )
preliminarily attached instructions.
C-171 Min. 2,500 psi mg:'.ellf-:a?;hat:Ic:c’):wrl::n(:cion HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 120-inch o.c WeatherBond TPO induction welded with 375
’ structural concrete s v o Y ! TPO or RhinoBond Treadsafe Plate-TPO - - RhinoBond tool per manufacturer’s instructions. ’
preliminarily attached
Min. 2,500 psi Min. 1.5-inch thick, one or HD 14-10 or CD-10 and RhinoBond Plate- . 4 _ WeatherBond TPO induction welded with
C-172. more layers, any combination, N 12-inch o.c. in rows 60-inch o.c. . ) . -37.5
structural concrete N TPO or RhinoBond Treadsafe Plate-TPO RhinoBond tool per manufacturer’s instructions.
preliminarily attached
C-173 Min. 2,500 psi mlor:'.ell.as-:ar:;hat:Icckc’)ilfn(;rtion AR 14-10 or CD-TRand RhinoBond Plate- 12-inch o.c. in rows 60-inch o.c yitest::ifo();:nzptgcflml; 6moarr1nulil’)alcr$lrjec:’lgn welded -45.0
’ structural concrete & ayers, any ’ | TPO or RhinoBond Treadsafe Plate-TPO - h . ) P ’
preliminarily attached instructions.
Min. 2,500 psi Min. 1.5-inch thick, on? or- HD 14-10 or CD-10 and RhinoBond Plate- . 4 . V\{eathefBond TPO (min. 60-mil) mduct,lon welded
C-174. more layers, any combination, X 6-inch o.c. in rows 120-inch o.c. with RhinoBond tool per manufacturer’s -52.5
structural concrete N TPO or RhinoBond Treadsafe Plate-TPO . .
preliminarily attached instructions.
C-175 Min. 2,500 psi mlor:.ell.asjar:zhat:Ic:é;r;)?n(:tion HD 14-10 or CD-10 and RhinoBond Plate- 6-inch o.c. in rows 60-inch o.c WeatherBond TPO induction welded with 675
’ structural concrete . v o Y ! TPO or RhinoBond Treadsafe Plate-TPO e - RhinoBond tool per manufacturer’s instructions. ’
preliminarily attached
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (Tear-Off) or RECOVER

SYSTEM TYPE C-2: MECHANICALLY ATTACHED INSULATION, PLATE-BONDED ROOF COVER

System Deck Insulation Layer Attachment Roof Cover (Note 158] MDP
No. (Note 1) (Note 13, Note 17) Fastener (Note 11) Density sf
ISOWELD INDUCTION WELDING SYSTEM:
1 per 5.3 ft?
c-176 Min. 2,500 psi Min. 1-inch thick, one or more Dekfast DF-#14-PH3 or Dekfast DF-#15- (6 parts per 4 x 8 ft board) WeatherBond TPO induction welded with SFS 450
’ structural concrete | layers, any combination. PH3 with SFS isoweld F1-P-6.8-TPO Plate Per FM Loss Prevention Data Sheet 1-29; | isoweld® 3000 stand-up tool. ’
Note A
c-177 Min. 2,500 psi One or more layers, any Dekfast DF-#14-PH3 or Dekfast DF-#15- 1 per 6 ft? WeatherBond TPO induction welded with SFS 525
’ structural concrete | combination, min. 1.5-inch PH3 with SFS isoweld F1-P-6.8-TPO Plate 2x3-ft grid, staggered isoweld® 3000 stand-up tool. ’
c-178 Min. 2,500 psi One or more layers, any Dekfast DF-#14-PH3 or Dekfast DF-#15- 1 per 4.0 ft? WeatherBond TPO induction welded with SFS -60.0
’ structural concrete | combination, min. 1.5-inch PH3 with SFS isoweld F1-P-6.8-TPO Plate 2x2-ft grid, staggered isoweld® 3000 stand-up tool. ’
c-179 Min. 2,500 psi One or more layers, any Dekfast DF-#14-PH3 or Dekfast DF-#15- 1 per 3.0 ft2 WeatherBond TPO induction welded with SFS 825
’ structural concrete | combination, min. 1.5-inch PH3 with SFS isoweld F1-P-6.8-TPO Plate 1.5 x 2-ft grid, staggered isoweld® 3000 stand-up tool. ’
. . ) 1 per 2.25 ft?
180 Min. 2,500 psi mgeis‘f’o'r:‘c:nt:grnfgfeffa ore | Dekfast DF-#15-PH3 with SFS isoweld F1- 1.5 x 1.5-ft grid WeatherBond TPO induction welded with SFS 975
’ structural concrete any combi;'nation YeTS: | p.6.8-TPO Plate (first row of fasteners spaced 0.5 ft from | isoweld® 3000 stand-up tool. ’
long edges and 1 ft from the short edge)
- r - 5
181 Min. 2,500 psi x'o”re 1|a5 ;’:ghat:'cckc”ri’;’?n‘;rﬁon Dekfast DF-#14-PH3 or Dekfast DF-#15- " 1 per f'osf: board WeatherBond TPO induction welded with SFS 975
: structural concrete Yers, any : PH3 with SFS isoweld F1-P-6.8-TPO Plate (16 parts per ; x8 ft board) isoweld® 3000 stand-up tool. '
Note B. Per FM Loss Prevention Data Sheet 1-29
c-182 Min. 2,500 psi ?;nik(:i;;gs Ifnyiirsi asrjit\ch Dekfast DF-#14-PH3 or Dekfast DF-#15- 12-inch o.c. in rows 60-inch o.c WeatherBond TPO induction welded with SFS 375
’ structural concrete N o ! PH3 with SFS isoweld F1-P-6.8-TPO Plate o h isoweld® 3000 stand-up tool. ’
preliminarily attached
c-183 Min. 2,500 psi mlor:'.ell:-clar:;hat:Ic:c’)r(:wrl::n(;:ion Dekfast DF-#14-PH3 or Dekfast DF-#15- 12-inch o.c. in rows 60-inch o.c WeatherBond TPO (min. 60-mil) induction welded -45.0
’ structural concrete preIimir:/ariI{/ attyached ( PH3 with SFS isoweld F1-P-6.8-TPO Plate o o with SFS isoweld® 3000 stand-up tool. ’
184 Min. 2,500 psi S;n'i;;;z: I;viirsi asnl‘; " Dekfast DF-#14-PH3 or Dekfast DF-#15- 6inch o.c. in rows 60-inch o.c WeatherBond TPO induction welded with SFS 90.0
: structural concrete N W PH3 with SFS isoweld F1-P-6.8-TPO Plate e o isoweld® 3000 stand-up tool. :
preliminarily attached
Notes: | A. The plate/fastener combination offset 12 inch from adjacent rows.
B. For these assemblies each row of insulation is staggered by 1 foot.

TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Roof Cover (Note 15) MDP
Deck (Note 1 Primer
No. {hote 1) Type | Attach (psf)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
C-185. Min. 2,500 psi structural concrete | None | WeatherBond TPO Fleece | Flexible DASH or Flexible DASH DT (FULL) | -495.0
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TABLE 3p: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

sy;t:m Deck (Note 1) i — Roof Cover (Note 15) —— ﬁ
C-186. Min. 2,500 psi structural concrete None WeatherBond TPO Fleece Flexible DASH DT (SPLATTER at 3.5-4.0 Ibs/sq) -722.5
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:

C-187. Min. 2,500 psi structural concrete None WeatherBond TPO AC Fleece Hot Asphalt -97.5
C-188. Min. 2,500 psi structural concrete CCW-702 or cut-back primer at 250-300 ft?/gal WeatherBond TPO AC Fleece Hot Asphalt -495.0
WEATHERBOND PAS TPO MEMBRANE APPLICATIONS:

C-189. Min. 2,500 psi structural concrete None WeatherBond PAS TPO Self-adhered -425.0
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g::::ree'tg:t A:t h P yer(s) e Roof Cover MDP
No. (Note 1) aC ac (Note 15) sf
(Note 14) Type (Notes 6,7,8) Type (Notes 6,7,8)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
TM '"é g/ga., Zil(li:t.:r?toczslllljlzrre— Min. 1.5-inch Flexible DASH or Flexible DASH or WeatherBond TPO / CAV-
LWC-1 Gtgde 4(’) lishtweight insulatin WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation Flexible DASH DT GRIP Il AP, LVOC BA or -52.5
ghtwelg € | WBXFP Polyiso | (RIBBON) (RIBBON) WB-TPO-BA
steel concrete
Insulation: (Optional) Additional layer(s) base insulation
Q/Imé ﬁ/ga., Zﬂx'azjftoczlﬁ';gre' gogfitifcr:’a\',)v';";?; Flexible DASH or 7‘5:;"6’3;’82;‘1&'\/“”' O'ZFi')'”CQ D‘irl‘;DeZk Prirfg (Z)rs i | Flexible DASH or WeatherBond TPO / CAV-
twea | YPeEw . See _ = Flexible DASH DT YRS, I0r RQO! Board or mitggggghc Flexible DASH DT GRIP Il AP, LVOC BA or -52.5
Grade 40 lightweight insulating | Polyiso, WB XFP (RIBBON) WB XFP HD, WB XFP HD Plus or EcoStorm VSH or min. (RIBBON) WB-TPO-BA
steel concrete Polyiso 1.5-inch WB XFP HD Composite or min. 2-inch WB XP-
NB Polyiso
?A '"é ﬁlga" g('i:t'::toczlsl'(jl‘;:e' Min. 1.5-inch Flexible DASH or i::i:ﬁ:: gﬁz: ng WeatherBond TPO / CAV-
LWC-3 Gtgde 46 lishtweight insulatin WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation (RIBBON, 6-inch GRIP Il AP, LVOC BA or -75.0
ghtwelg & | WBXFP Polyiso | (RIBBON, 6-inch o.c.) ' WB-TPO-BA
steel concrete o.c.)
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Ml.n. 300 psi, pre- (Opt.lonal) Min. Flexible DASH or Coverboard: Min. 0.2§-|nch DensDeck Prlme or ' Flex!ble DASH or WeatherBond TPO / CAV-
Type BV, existent cellular 1.5-inch WB XP . SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch Flexible DASH DT
LWcC-4 R . . . R Flexible DASH DT X R GRIP Il AP, LVOC BA or -75.0
Grade 40 lightweight insulating | Polyiso, WB XFP : WB XFP HD, WB XFP HD Plus or EcoStorm VSH or min. (RIBBON, 6-inch
. (RIBBON, 6-inch o.c.) . R | X WB-TPO-BA
steel concrete Polyiso 1.5-inch WB XFP HD Composite or min. 2-inch WB XP- o.c.)
NB Polyiso
Insulation: (Optional) Additional layer(s) base insulation
Min. 2,500 psi | Min- 300 psi, pre- (Optional) Min. | ¢\ it 1o DASH or gpverboard: Min. 0.25-inch DensDeck Prime or Flexible DASH or WeatherBond TPO / CAV-
existent cellular 1.5-inch WB XP ) SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch )
LWC-5 structural . . . . . Flexible DASH DT Flexible DASH DT GRIP Il AP, LVOC BA or -187.5
lightweight insulating | Polyiso, WB XFP. WB XFP HD, WB XFP HD Plus or EcoStorm VSH or or
concrete i (RIBBON) ; ) - Akl (RIBBON) WB-TPO-BA
concrete Polyiso min. 1.5-inch WB XFP HD Composite or min. 2-inch WB
XP-NB Polyiso
Insulation: (Optional) Additional layer(s) base insulation
Min. 2,500 psi | Mn- 300 psi, pre- (Optional) Min. | 1\ iyl DASH o Coverboard: Min. 0.25-inch DensDeck Prime or Flexible DASH or WeatherBond TPO / CAV-
existent cellular 1.5-inch WB XP . SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch Flexible DASH DT
LWC-6 structural R o . X Flexible DASH DT R GRIP Il AP, LVOC BA or -350.0
concrete lightweight insulating | Polyiso, WB XFP (RIBBON, 6-inch o.c.) WB XFP HD, WB XFP HD Plus or EcoStorm VSH or or (RIBBON, 6-inch WB-TPO-BA
concrete Polyiso ! - min. 1.5-inch WB XFP HD Composite or min. 2-inch WB o.c.)
XP-NB Polyiso
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g::::ree'tg:t A:t h P yer(s) e Roof Cover MDP
No. (Note 1) aC ac (Note 15) sf
(Note 14) Type (Notes 6,7,8) Type (Notes 6,7,8)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Min. 22 ga., Ml,n' 300 psi, pre- Min. 1.5-inch Flexible DASH or Flexible DASH or WeatherBond TPO Fleece
Type BV, existent cellular A . . . Y X . / Flexible DASH or
LWC-7 R S . WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation Flexible DASH DT ; -52.5
Grade 40 lightweight insulating R Flexible DASH DT (FULL)
WB XFP Polyiso (RIBBON) (RIBBON)
steel concrete or HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., l\/ll.n. 300 psi, pre- (Opt.lonal) Min. Flexible DASH or Coverboard: Min. 0.2§-|nch DensDeck Prlrr?e or . Flexible DASH or WeatherBond TPO Fleece
Type BV, existent cellular 1.5-inch WB XP ) SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch . / Flexible DASH or
LWC-8 R . . . R Flexible DASH DT X Flexible DASH DT R -52.5
Grade 40 lightweight insulating | Polyiso, WB XFP (RIBBON) WB XFP HD, WB XFP HD Plus or EcoStorm VSH or min. (RIBBON) Flexible DASH DT (FULL)
steel concrete Polyiso 1.5-inch WB XFP HD Composite or min. 2-inch WB XP- or HydroBond WB
NB Polyiso
bz | Ve [ win s | e oason e e | raiartond o0 e
LWC-9 P ! . S . WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation : A -75.0
Grade 40 lightweight insulating R . (RIBBON, 6-inch Flexible DASH DT (FULL)
WB XFP Polyiso | (RIBBON, 6-inch o.c.)
steel concrete o.c.) or HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
Min. 22 ga., Min. 300 psi, pre- (Optional) Min. Flexible DASH or Coverboard: Min. 0.25-inch DensDeck Prime or Flexible DASH or WeatherBond TPO Fleece
LWC-10 Type BV, existent cellular 1.5-inch WB XP Flexible DASH DT SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch Flexible DASH DT / Flexible DASH or 75.0
Grade 40 lightweight insulating | Polyiso, WB XFP (RIBBON, 6-inch o.c.) WB XFP HD, WB XFP HD Plus or EcoStorm VSH or min. (RIBBON, 6-inch Flexible DASH DT (FULL) :
steel concrete Polyiso ! A 1.5-inch WB XFP HD Composite or min. 2-inch WB XP- o.c.) or HydroBond WB
NB Polyiso
Min. 2,500 psi Z(li:t.:r?tocZIsllt'JIZ:e- Min. 1.5-inch Flexible DASH or Flexible DASH or \/A::T:;?bﬁ;BgngZ? Fleece
Lwc-11 structural X L . WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation Flexible DASH DT . -187.5
concrete lightweight insulating WB XFP Polyiso | (RIBBON) (RIBBON) Flexible DASH DT (FULL)
concrete v or HydroBond WB
Min. 300 psi. pre (Optional) Min Insulation: (Optional) Additional layer(s) base insulation WeatherBond TPO Fleece
n. 1 - { in. . .
Min. 2,500 psi . psi, p p. Flexible DASH or Coverboard: Min. 0.25-inch DensDeck Prime or min. Flexible DASH or .
existent cellular 1.5-inch WB XP X E— . / Flexible DASH or
LWC-12 structural . S ) A Flexible DASH DT 0.5-inch WB XFP HD, WB XFP HD Plus or EcoStorm VSH Flexible DASH DT ; -187.5
lightweight insulating | Polyiso, WB XFP . ) . ; : Flexible DASH DT (FULL)
concrete X (RIBBON) or or min. 1.5-inch WB XFP HD Composite or min. 2-inch | (RIBBON)
concrete Polyiso . or HydroBond WB
WB XP-NB Polyiso
Min. 2,500 psi Z(li:t.e?)r?toczilt’uzrre- goff,ffcla\ll)vll\aﬂ;P Flexible DASH or Insulation: (Optional) Additional layer(s) base insulation | Flexible DASH or WeatherBond TPO Fleece
LWC-13 structural lishtweight insulatin P.ol is0. WB XEP Flexible DASH DT Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Flexible DASH DT / Flexible DASH or -187.5
concrete ghtweig g yiso, (RIBBON) Roof Board (RIBBON) Flexible DASH DT (FULL)
concrete Polyiso
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NEmMO | etc.e

TABLE 4A: LIGHTWEIGHT CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Top Insulation Layer(s
System Deck Ll(g:::‘\;vstg:t A:t h g ver(s) e Roof Cover MDP
No. (Note 1) aC ac (Note 15) (psf)
Note 14 Type (Notes 6,7,8) Type (Notes 6,7,8)
Min. 2,500 psi Ml'n. 300 psi, pre- Min. 1.5-inch Flexible DASH or Flex!ble DASH or WeatherBond TPO Fleece
existent cellular . . . . . . Flexible DASH DT / Flexible DASH or
LWC-14 structural R S . WB XP Polyiso, Flexible DASH DT (Optional) Additional layer(s) of base insulation | X -350.0
lightweight insulating : ; (RIBBON, 6-inch Flexible DASH DT (FULL)
concrete WB XFP Polyiso | (RIBBON, 6-inch o.c.)
concrete o.c.) or HydroBond WB
Insulation: (Optional) Additional layer(s) base insulation
. .| Min. 300 psi, pre- (Optional) Min. . ( p. ) X ver(s) \ . Flexible DASH or WeatherBond TPO Fleece
Min. 2,500 psi ) . Flexible DASH or Coverboard: Min. 0.25-inch DensDeck Prime or min. . ]
existent cellular 1.5-inch WB XP . P — Flexible DASH DT / Flexible DASH or
LWC-15 structural . L . R Flexible DASH DT 0.5-inch WB XFP HD, WB XFP HD Plus or EcoStorm VSH R . -350.0
lightweight insulating | Polyiso, WB XFP . . . . . ; (RIBBON, 6-inch Flexible DASH DT (FULL)
concrete X (RIBBON, 6-inch o.c.) or or min. 1.5-inch WB XFP HD Composite or min. 2-inch
concrete Polyiso . o.c.) or HydroBond WB
WB XP-NB Polyiso
Min. 2,500 psi M',n' 300 psi, pre- (Opt.lonal) Min. Flexible DASH or Insulation: (Optional) Additional layer(s) base insulation Flex!ble DASH or WeatherBond TPO Fleece
existent cellular 1.5-inch WB XP X - i X K Flexible DASH DT .
LWC-16 structural lishtweight insulatin Polviso. WB XEP Flexible DASH DT Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber (RIBBON, 6-inch / Flexible DASH or -350.0
concrete ghtweig € | TOVISo, (RIBBON, 6-inch 0.c.) | Roof Board ' Flexible DASH DT (FULL)
concrete Polyiso o.c.)

TABLE 4B: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

o TR Anchor Sheet Insulation P -
ystem ightweig oof Cover
Deck (Note 1) Fastener Attach
No. Concrete (Note 14, B. L L Note 15 sf
(Note 14) Type Note 11 Attach ase Layer Top Layer(s) Notes 6.7 8 (Note 15)
Min. 22 ga., 9-inch o.c. in the 3- Insulation: (Optional)
ELASTIZELL (FL4994): U
Type B, Grade Min. 250 ( Mi 2) IM Perma OMG CR inch side lap and 9- Min. 1.0-inch WB XP Additional layer(s) base WeatherBond
LWC-17 33 vented steel X I:{th' kp;’ t'm‘ll . Plv 28 Assembled Base inch o.c. in two Polyiso, WB XFP Polyiso, | insulation Hot asphalt TPO AC Fleece / -45.0
or structural inch thick, Elastize v Sheet Fastener staggered rows in the AC Foam Il, or ENRGY 3 Coverboard: Min. 1.0- Hot asphalt
Range Il LWIC D b
concrete center of the sheet inch HP Recovery Board
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach sf
Treatment Fastener | Attach
WEATHERBOND TPO MEMBRANE APPLICATIONS:
CELCORE (FL2037):
Min. 24 ga., Type 1.0FDV Grade 80 Treat (t Cel ) S-1 Deck P tion S| Celcore WeatherBond CAV-GRIP Il
LWC-18 | steel at max. 6 ft spans; 5/8” puddle | ''corment: Leicore >-2Deck Freparation Sturry _ None N/A AP, LVOCBAor | -37.5
R LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA TPO
welds wth weld washers, 8-inch o.c. L R WB-TPO-BA
Celcore HS Rheology Modifying Admixture
Aqua Base 120,
. CELCORE (FL2037):
Min. 22 ga., Type B, Grade 33 steel at WeatherBond CAV-GRIP Il
LWC-19 I g vp . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None None N/A -60.0
max. 6 ft spans attached 6-inch o.c. X X X : TPO AP, LVOC BA or
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A.
WB-TPO-BA
CELCORE (FL2037): CAV-GRIP Il
LWC-20 Min. 22 ga., Type B, Grade 33 steel at | Min. 38 pcf wet cast density, min. 200 psi, min. 1.625-inch thick Celcore MF Celcore None N/A WeatherBond AP. LVOC BA or 675
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2.0-inch PVA TPO ’ :
A WB-TPO-BA
thick top slurry coat. Note A.
WeatherBond Aqua Base 120,
ELCORE (FL2037):
Min. 22 ga., Type B, Grade 33 steel at ¢ ) CORE (FL2037) . . . & . ) HPW Fastener 1 per WeatherBond CAV-GRIP 1lI -67.5
LwWC-21 . Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None . . 2
max. 6 ft spans attached 6-inch o.c. X X ! ; with Insulation 9.0 ft TPO AP, LVOCBA or | NoteB
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. X
Fastening Plate WB-TPO-BA
CELCORE (FL2037):
Min. 22 ga., Type BV, Grade 40 steel Treat (t Cel ) S-1 Deck P tion S| Celcore WeatherBond
LWC-22 | atmax. 6 ft spans; 5/8” puddle reamenL: L COrE S e | L OTSG _ None N/A CAV-GRIP Il AP | -82.5
welds, 6-inch o.c LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA TPO
! e Celcore HS Rheology Modifying Admixture
WeatherBond Aqua Base 120,
Min. 22 ga., Type B, Grade 33 steel at CE,LCORE (FL2037): ) ) ) . . HPW Fastener 1 per WeatherBond | CAV-GRIP IlI -120.0
LWC-23 K Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF None . . )
max. 6 ft spans attached 6-inch o.c. i )\ ; ; with Insulation 1.0 ft TPO AP, LVOCBA or | NoteB
Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. X
Fastening Plate WB-TPO-BA
Min. 22 ga., Type BV, Grade 80 steel; EONkCRE‘CELd(FL":’: 8c4 . FLlOlss 0):d' Agent at 600 ft2/gallon. Min. 350 psi E:Oo:t:l?:czjl) WeatherBond CAV-GRIP Il
LWC-24 | max. 5-ft spans; 5/8” puddle welds M Nl Qe O e eent at o gation. Viin. 359 psl, ! None N/A AP, LVOCBAor | -97.5
ith weld h d 6-inch min. 2-inch thick, Concrecel Lightweight Insulating Concrete (Minimum 1-inch | Curing TPO WB-TPO-BA
with weld-washers spaced b-inch o.c. thick, minimum 1.0 pcf EPS holey board required) Compound
Min. 22 ga., Type BV, Grade 80 steel; CONCRECEL (FL5584 & FL10500): WeatherBond CAV-GRIP Ill
LWC-25 max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (No | None None N/A PO AP, LVOCBA or | -105.0
spaced 6-inch o.c. EPS board) WB-TPO-BA
Min. 22 ga., Type BV, Grade 80 steel; | CONCRECEL (FL5584 & FL10500): WeatherBond | CAV-GRIP Il
LWC-26 max. 6-ft spans; 5/8” puddle welds Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete None None N/A TP0 AP, LVOCBAor | -135.0
with weld-washers spaced 6-inch o.c. | (Minimum 2-inch thick, minimum 1.0 pcf EPS holey board required) WB-TPO-BA
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TABLE 4c-1: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach sf
Treatment Fastener Attach
Min. 20 ga., Type BV, Grade 33 steel; CAV-GRIP Il
. 6-ft 3-i ; ” ELASTIZELL (FL4994):
LWC-27 max. 6-ft 3-inch spans; 5/8 pud(.jle : ( . )‘ . - . None None N/A WeatherBond AP, LVOC BA or 525
welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) TPO WB-TPO-BA
o.c.
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): WeatherBond CAV-GRIP I
LWC-28 | max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A PO AP, LVOC BA or -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) WB-TPO-BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): WeatherBond CAV-GRIP Il
LWC-29 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A P0 AP, LVOC BA or -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) WB-TPO-BA
Min. 22 ga., Type BV, Grade 33 steel; ELASTIZELL (FL4994): WeatherBond CAV-GRIP I
LWC-30 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A PO AP,LVOCBAor | -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required) WB-TPO-BA

SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION or RE-ROOF (TEAR OFF)

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System MDP
Deck (Note 1) Surface Supplemental Attachment .
No. Type Type Attach sf]
Treatment Fastener I Attach
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Flexible DASH
CELCORE (FL2037):
Min. 24 ga., Type 1.0FDV Grade 80 Treatmen(t- Celco)re S-1 Deck Preparation Slurr Celcore WeatherBond | & Flexible
LWC-31 | steel at max. 6 ft spans; 5/8” puddle o Nl - p ¥ . None N/A DASH DT -37.5
R LWC: Min. 370 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA TPO Fleece
welds wth weld washers, 8-inch o.c. o . (RIBBON, 12-
Celcore HS Rheology Modifying Admixture .
inch o.c.)
Flexible DASH
CELCORE (FL2037):
Min. 22 ga., Type BV, Grade 40 steel Treat (t Cel ) o1 Ak P tion S| Celcore WeatherBond or Flexible
LWC-32 | atmax. 6 ft spans; 5/8” puddle rea mejn o co.re _ e.c repara fon Slurry . None N/A DASH DT -82.5
. LWC: Min. 310 psi, Min. 2-inch thick, Celcore MF Cellular Concrete with PVA TPO Fleece
welds, 6-inch o.c. i R (RIBBON, 6-
Celcore HS Rheology Modifying Admixture .
inch o.c.)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
CELCORE (FL2037): Flexible DASH
Min. 22 ga., Type B, Grade 33 steel at ) ( ) . . L . . Celcore WeatherBond exi g
LWC-33 max. 6 ft soans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA None N/A TPO Fleece or Flexible -60.0
: P e Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. DASH DT (FULL)
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SYSTEM TYPE F: LWCTO STEEL DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

TABLE 4c-2: LIGHTWEIGHT CONCRETE OVER STEEL DECK - NEW CONSTRUCTION or RE-ROOF (TEAR OFF)

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
MDP
System Deck (Note 1) Surface Supplemental Attachment o
No. Type Type Attach sf
Treatment Fastener Attach
. CELCORE (FL2037): o o , _ Flexible DASH
LWC-34 Min. 22 ga., Type B, Grade 33 steel at | Min. 38 pcf wet cast density, min. 200 psi, min. 1.625-inch thick Celcore MF Celcore None N/A WeatherBond or Flexible 675
max. 4 ft spans attached 6-inch o.c. Cellular Concrete followed by min. 1-inch EPS holey board with min. 2.0-inch PVA TPO Fleece ’
- DASH DT (FULL)
thick top slurry coat. Note A.
WeatherBond .
ELCORE (FL2037):
Min. 22 ga., Type B, Grade 33 steel at ¢ ) CORE (FL2037) . . o . . Celcore HPW Fastener 1 per WeatherBond FIeX|bI§ DASH -67.5
LWC-35 max. 6 ft spans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA with Insulation 902 TPO Fleece or Flexible Note B
! P o Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. ; : DASH DT (FULL) ote
- Fastening Plate
WeatherBond
. CELCORE (FL2037): Flexible DASH
Min. 22 ga., Type B, Grade 33 steel at A ( ) ) ) - ) ) Celcore HPW Fastener 1 per WeatherBond ext ? -120.0
LWC-36 max. 6 ft spans attached 6-inch o.c Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF PVA with Insulation 1.0 ft? TPO Fleece or Flexible Note B
: P o Cellular Concrete (cast with or without min. 1-inch EPS holey board). Note A. ; : DASH DT (FULL) ote
B Fastening Plate
Flexible DASH
Min. 22 ga., Type BV, Grade 40 steel; ELASTIZELL (FL4994): WeatherBond .
LWC-37 ” ) - ) . ) None None N/A or Flexible -52.5
6 ft span, Teks/5 screws, 6” o.c. Min. 530 psi, min. 2-inch thick, Elastizell Range 11l LWIC TPO Fleece DASH DT (FULL)
Min. 20 ga., Type BV, Grade 33 steel;
max. 6-ft 3-inch spans; 5/8” puddle ELASTIZELL (FL4994): WeatherBond Flexible DASH
LWC- N N N/A -52.

we-38 welds or Tek/5 screws spaced 6-inch Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) one one / TPO Fleece (FULL) 525

o.c.
Min. 22 ga., Type BV”, Grade 33 steel; EL.ASTIZELL fFL4.994):. . . a . WeatherBond Flexible DASH

LWC-39 | max. 6-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A TPO Fleece (FULL) -82.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
Min. 22 ga., Type BV”, Grade 33 steel; ELASTIZELL fFL4‘994):‘ . \ N ‘ WeatherBond Flexible DASH

LWC-40 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 1-inch None None N/A TPO Fleece (FULL) -97.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)
Min. 22 ga., Type BV”, Grade 33 steel; EL.ASTIZELL gFL4.994):. . . N . WeatherBond Flexible DASH

LWC-41 | max. 5-ft spans; 5/8” puddle welds or | Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (Minimum 2-inch None None N/A TPO Fleece (FULL) -112.5
Tek/5 screws spaced 6-inch o.c. thick, minimum 1.0 pcf EPS holey board required)

Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM €495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.

B.) Linear interpolation between supplemental attachment at 1 per 9 ft? for -67.5 psf and 1 per 1.0 ft2 for -120.0 psf is permissible. Such interpolation shall be performed by a qualified design professional to
the satisfaction of the Authority Having Jurisdiction.
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TABLE 4p-1: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION

SYSTEM TYPE F: LWCTO CONCRETE DECK, NON-INSULATED, BONDED BAREBACK ROOF COVER

NEmoO | etc.e

System X X Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14) i
No. € € Membrane Application (psf)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
in. i CELCORE (FL2037):
LWC-42 Min. 2,500 psi : ( 1203 ) . ' . WeatherBond Aqua Base 120 825
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional) TPO
LWC-43 Min. 2,500 psi CELCORE (FL2037): WeatherBond CAV-GRIP Il AP, LVOC BA 135.0
structural concrete Min. 300 psi, Min. 2-inch thick, Celcore Cellular Concrete (EPS board optional) TPO or WB-TPO-BA ’
in. i CELCORE (FL2037):
twcaq | Min- 2,500 psi : ( ) o o , , WeatherBond |\ - Base 120 2175
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. | TPO
Min. 2,500 psi CELCORE (FL2037): WeatherBond CAV-GRIP Il AP, LVOC BA
LWC-45 ) ) . S ) ) ) -480.0
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. | TPO or WB-TPO-BA
Min. 2,500 psi CONCRECEL (FL5584 & FL10500): WeatherBond | CAV-GRIP IIl AP, LVOC BA
LWC-46 R . . . . . X i -452.5
structural concrete Min. 350 psi, min. 2-inch thick, Concrecel Lightweight Insulating Concrete (EPS board optional) TPO or WB-TPO-BA
in. i ELASTIZELL (FL4994):
LWC-47 Min. 2,500 psi / ( : ). . . WeatherBond Aqua Base 120 675
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC TPO
LWC.48 Min. 2,500 psi ELASTIZELL (FL4994): WeatherBond | CAV-GRIP Il AP, LVOC BA 2400
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) TPO or WB-TPO-BA ’
LWC-49 Min. 2,500 psi ELASTIZELL (FL4994): WeatherBond | CAV-GRIP Il AP, LVOC BA 4950
structural concrete Min. 300 psi, Min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) TPO or WB-TPO-BA '
LWC-50 Min. 2,500 psi Min. 350 psi, pre-eX|stent. cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled WeatherBond WB-TPO-BA 4525
structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. TPO
LWC.51 Min. 2,500 psi Min. 320 psi, pre-eX|stent. cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled WeatherBond WB-TPO-BA 4925
structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11. TPO

TABLE 4p-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE —NEW CONSTRUCTION oR Re-RoOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO CONCRETE DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

System A . Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14) o
No. & & Membrane | Application (psf)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
CELCORE (FL2037):
Min. 2,500 psi Min. 270 psi, Min. 2-inch thick Celcore MF Cellular Concrete with Celcore HS Rheology Modifying Admixture (EPS board WeatherBond Flexible DASH or Flexible
LWC-52 y -225.0
structural concrete optional) TPO Fleece DASH DT (FULL)
Surfacing: Celcore SBS (Sanded Bonding Surface) at 1 gal/square.
LWC-53 Min. 2,500 psi CELCORE (FL2037): WeatherBond | Flexible DASH or Flexible 2325
structural concrete Min. 36 pcf wet cast density, min. 200 psi, min. 2-inch thick Celcore MF Cellular Concrete (EPS board optional). Note A. TPO Fleece DASH DT (FULL) ’
in. i ELASTIZELL (FL4994):
twcsa | Min- 2,500 psi ! (FL4994): _ , . WeatherBond | ) ine DASH (FULL) -240.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (EPS board optional) TPO Fleece
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NEmoO | etc.e
TABLE 4p-2: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE — NEW CONSTRUCTION oR RE-ROOF (TEAR-OFF)

SYSTEM TYPE F: LWCTO CONCRETE DECK, NON-INSULATED, BONDED FLEECEBACK ROOF COVER

System A ) Roof Cover (Note 15) MDP
Deck (Note 1) Lightweight Concrete (Note 14) .
No. € € Membrane Application (psf)
in. i ELASTIZELL (FL4994):
twe.ss | - 2,500 psi ! (FLa9Sa): , WeatherBond | o\ i e DASH (FULL) -250.0
structural concrete Min. 320 psi, min. 2-inch thick, Elastizell Range Il LWIC (no EPS board) TPO Fleece
Min. 2,500 psi Min. 320 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled WeatherBond .
LWC- Flexible DASH (FULL -250.0
56 structural concrete Base Sheet Fastener (1.7 in.) > 148 Ibf per Note 11. TPO Fleece exible ( )
. . . . . . . . . , Flexible DASH DT
Min. 2,500 psi Min. 350 psi, pre-existent cellular lightweight insulating concrete; Note: Fastener Withdrawal; OMG CR-R Assembled WeatherBond
LWC-57 . (SPLATTER at 3.5-4.0 -345.0
structural concrete Base Sheet Fastener (1.7 in.) > 101 Ibf per Note 11. TPO Fleece lbs/sq)
WEATHERBOND PAS TPO MEMBRANE APPLICATIONS:
in. i ELASTIZELL (FL4994):
twc.sg | Min- 3,000 psi ' (FLa954): , WeatherBond | ¢ \¢ _ dhered 2825
structural concrete Min. 250 psi, Min. 2-inch thick, Elastizell Range Il LWIC PASTPO
Notes: | A.) If the type of LWC to be used on the project is unknown, as in a re-roof (tear-off) condition, compressive strength and fastener withdrawal resistance testing shall be conducted. Compressive strength
testing shall be in accordance with ASTM C495 (for new pour) or ASTM C513 (for existing) and shall yield a minimum 200 psi result. Field withdrawal resistance testing in accordance with Note 11 shall yield
an average withdrawal performance not less than 55 Ibf with a Trufast FM-90 Base Sheet Fastener. If question exists as to the adhesion to the LWC surface, field testing in accordance with Note 12 is
recommended. All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction.
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

SYSTEM TYPE A-

TABLE 5A: RECOVER APPLICATIONS

: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate y P P yer(s) R MDP
No. (Note 1, Note 12) Type Not::sa:7 . Type Notit::7 . Type Application (psf)*
WEATHERBOND TPO MEMBRANE APPLICATIONS:
Insulation: (Optional) Additional
Existing fully-adhered granule-surfaced m;e ireruIatiZJn
asphalt built-up roof (BUR), smooth- o . Flexible DASH or | Coverboard: (Optional) Min. 0.25-inch | " eXiPle DASH CAV-GRIP Il AP,
surfaced asphalt built-up roof (BUR), Min. 1-inch WB XP Polyiso, WB X Y~ or Flexible WeatherBond
R-1 Flexible DASH DT | DensDeck Prime or SECUROCK LVOC BA or WB- -167.5
granule-surfaced APP or SBS modified XFP Polyiso (RIBBON) G Fiber Roof Board in.05 DASH DT TPO TPO-BA
itumen or smooth-surface ) 5 & RIBBON
: mfaced 5 o s ot bt 205 s
modified bitumen IEnccoStorm VSH \ usor
Insulation: (Optional) Additional
X layer(s) base insulation .
- . Flexible DASH or R . . Flexible DASH
Existing fuIIy-.adhered asphalt built-up Min. 1-inch WB XP Polyiso, WB | Flexible DASH DT 7Coverboard..(0pt|onal) Min. 0.25-inch or Flexible WeatherBond CAV-GRIP lll AP,
R-2 roof (BUR) with flood coat & gravel XEP Polviso (RIBBON, 6-inch DensDeck Prime or SECUROCK DASH DT 1P0 LVOC BA or WB- -167.5
(loose gravel removed) Y oN ! Gypsum-Fiber Roof Board or min. 0.5- (RIBBON) TPO-BA
- inch WB XFP HD, WB XFP HD Plus or
EcoStorm VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- . . . .
Insulation: (Opt 1) Additi |
surfaced asphalt built-up roof (BUR), . . . Flexible DASH or Insulation: ( .p |ona.) tiona FIeXIbI? DASH CAV-GRIP Il AP,
o (Optional) Min. 1-inch WB XP X layer(s) base insulation or Flexible WeatherBond
R-3 granule-surfaced APP or SBS modified . . Flexible DASH DT . R LVOC BA or WB- -145.0
bitumen or smooth-surfaced SBS Polyiso, WB XFP Polyiso (RIBBON) Coverboard: Min. 2-inch WB XP-NB DASH DT TPO TPO-BA
- . Polyiso or WB XFP HD Composite (RIBBON)
modified bitumen over structural
concrete deck
Existing fully-adhered asphalt built-up . . . Flex!ble DASH or Insulation: (O.ptlona.l) Additional FIeX|bI? DASH CAV-GRIP Il AP,
R4 roof (BUR) with flood coat & gravel Min. 1-inch WB XP Polyiso, WB | Flexible DASH DT | layer(s) base insulation or Flexible WeatherBond LVOC BA or WB- 1450
(loose gravel removed) g XFP Polyiso (RIBBON, 6-inch | Coverboard: Min. 2-inch WB XP-NB DASH DT TPO TP0-BA :
g o.c.) Polyiso or WB XFP HD Composite (RIBBON)
Flexible DASH or
Existing fully-adhered asphalt built-u . . . . CAV-GRIP IIl AP,
RS | roof (BgUR) \Yvith flood coZt & gravel \ Min. 2-inch WB XP-NB Polyiso | Flexible DASHDT | \ ' N/A WeatherBond |\ \5c gaorwe- | -145.0
or WB XFP HD Composite (RIBBON, 6-inch TPO

(loose gravel removed)

o.c.)

TPO-BA
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TABLE 5A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate y e P yer(s) e MDP
No. Note 1, Note 12 ac ac jcati sf)A
( Note 12) Type PRSI Type RaPp— Type Application
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Min. 0.5-inch DensDeck !’rlme Flexible DASH or CAV-GRIP IIl AP,

R-6 surfaced asphalt built-up roof (BUR), or SECUROCK Gypsum-Fiber Flexible DASH DT | None N/A WeatherBond LVOC BA or WB- 3025
granule-surfaced APP or SBS modified Roof Board, WB XFP HD, WB (RIBBON) TPO TPO-BA ’
bitumen or smooth-surfaced SBS XFP HD Plus or EcoStorm VSH
modified bitumen

Min. 0.5-inch DensDeck Prime Flexible DASH or
Existing fully-adh halt built- AV-GRIP 11l AP

R-7 r())(;‘t I(ntuF:J) \\//vi:: fimrjj ca;gt ;t E:\Izgl P or SECUROCK Gypsum-Fiber Flexible DASHDT |\ o N/A WeatherBond EVOCGBA orWB | -3025

It ravel removed) g Roof Board, WB XFP HD, WB (RIBBON, 6-inch TPO TPO-BA ’
0ose gravel remove XFP HD Plus or EcoStorm VSH | o.c.)
. . Min. 1.5-inch ACFoam Il, WB . -

R-8 Ex.lstlng fully-adhered asphaltic BUR or XP Polyiso, WB XEP Polyiso, 0B500 ¥0pt|or.1al) Additional layers of base 0B500 WeatherBond | Aqua Base 120 1200

mineral surface cap sheet insulation TPO or WB-TPO-BA
ENRGY 3
R-9 Ex.lstlng fully-adhered asphaltic BUR or Min. 1.5-|nch WB XP Polyiso, OB500 ?Optlor}al) Additional layers of base 0B500 WeatherBond CAV-GRIP IIl AP 1200
mineral surface cap sheet WB XFP Polyiso insulation TPO
. . . Insulation: (Optional) Additional
. . (Optional) Min. 1.5-inch e .
- | b lat
R-10 Ex'lstmg fully-adhered asphaltic BUR or ACFoam II, WB XP Polyiso, WB 0B500 ayer(s) base |n.su a |0r.1 0B500 WeatherBond Aqua Base 120 1200
mineral surface cap sheet R Coverboard: Min. 0.5-inch DensDeck or TPO or WB-TPO-BA
XFP Polyiso, ENRGY 3 |
DensDeck Prime
(Optional) Min. 1.5-inch Insulation: (Optional) Additional
I in. L.5-1 . .
isti - i | b lat
g1y | DXistingfully-adhered asphalticBUR or | ) e o)) \wB xp Polyiso, WB | OB500 ayer(s) base insulation OB500 WeatherBond | -\ crip AP | -120.0
mineral surface cap sheet R Coverboard: Min. 0.5-inch DensDeck TPO
XFP Polyiso, ENRGY 3 —_—
Prime
(Optional) Min. 1.5-inch Insulation: (Optional) Additional Aqua Base 120,
isti - i .- layer(s) base insulation -
R-12 EX.IStII’lg fully-adhered asphaltic BUR or ACFoam II, WB XP Polyiso, WB 0B500 yer(s) i .u i . 0B500 WeatherBond CAV-GRIP Il AP, -120.0
mineral surface cap sheet . Coverboard: Min. 0.5-inch SECUROCK TPO LVOC BA or WB-
XFP Polyiso, ENRGY 3 T
Gypsum-Fiber Roof Board TPO-BA
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible DASH or Flexible DASH Flexible DASH or
R-13 surfaced asphalt built-up roof (BUR), Min. 1-inch WB XP Polyiso, WB Flexible DASH DT (Optional) Additional layer(s) base or Flexible WeatherBond Flexible DASH DT 45.0
granule-surfaced APP or SBS modified XFP Polyiso (RIBBON) insulation DASH DT TPO Fleece (RIBBON, 12-inch ’
bitumen or smooth-surfaced SBS (RIBBON) o.c.)
modified bitumen
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NEmoO | etc.e

TABLE 5A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Top Insulation Layer(s) Roof Cover (Note 15) MDP
No. (Note 1, Note 12) Type N:tt;a:: s Type sztsa:[; g Type Application sf)
Existing fully-adhered asphalt built-up . . . Flexible DASH or . N Flexiblt.e DASH Flexible DASH or
R-14 roof (BUR) with flood coat & gravel Min. 1—|n.ch WB XP Polyiso, WB | Flexible DAS.H DT FOptlor?aI) Additional layer(s) base or Flexible WeatherBond Flexible DASH DT -45.0
(loose gravel removed) XFP Polyiso (RIBBON, 6-inch insulation DASH DT TPO Fleece (RIBBON, 12-inch
o.c.) (RIBBON) o.c.)
Existing fully-adhered granule-surfaced Insulation: (Optional) Additional
asphalt built-up roof (BUR), smooth- Flexible DASH or layer(s) base insulation Flexible DASH Flexible DASH or
R-15 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch WB XP Flexible DASH DT Coverboard: Min. 0.5-inch DensDeck or Flexible WeatherBond Flexible DASH DT 450
granule-surfaced APP or SBS modified Polyiso, WB XFP Polyiso (RIBBON) Prime or SECUROCK Gypsum-Fiber DASH DT TPO Fleece (RIBBON, 12-inch :
bitumen or smooth-surfaced SBS Roof Board, WB XFP HD or WB XFP HD (RIBBON) o.c.)
modified bitumen Plus
Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up Flexible DASH or layer(s) base insulation Flexible DASH Flexible DASH or
R-16 roof (BUR) with flood coat & gravel Min. 1-inch WB XP Polyiso, WB | Flexible DAS.H DT | Coverboard: Min. 0.25-inch DensDeck or Flexible WeatherBond Flexible DASH DT -45.0
(loose gravel removed) XFP Polyiso (RIBBON, 6-inch Prime or SECUROCK Gypsum-Fiber DASH DT TPO Fleece (RIBBON, 12-inch
o.c.) Roof Board or min. 0.5-inch WB XFP (RIBBON) o.c.)
HD or WB XFP HD Plus
Existing fully-adhered asphalt built-up Min. 0.5-inch DensDeck ?rime Flexﬁble DASH or FIex?bIe DASH or
R-17 roof (BUR) with flood coat & gravel or SECUROCK Gy.psum-l.:lber Flexible DAS.H DT None N/A WeatherBond Flexible DASH DT 45.0
(loose gravel removed) Roof Board or min. 0.5-inch (RIBBON, 6-inch TPO Fleece (RIBBON, 12-inch
WB XFP HD or WB XFP HD Plus o.c.) o.c.)
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible DASH or Insulation: (Optional) Additional Flexible DASH Flexible DASH or
R-18 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch WB XP Flexible DASH DT layer(s) base insulation or Flexible WeatherBond Flexible DASH DT -90.0
granule-surfaced APP or SBS modified Polyiso, WB XFP Polyiso (RIBBON) Coverboard: Min. 0.5-inch WB XFP HD, DASH DT TPO Fleece (RIBBON, 6-inch ’
bitumen or smooth-surfaced SBS WB XFP HD Plus or EcoStorm VSH (RIBBON) o.c.)
modified bitumen
Existing fully-adhered asphalt built-up . Flexible DASH or Insulation: (O.ptiona'l) Additional Flexiblt? DASH Flex?ble DASH or
R-19 roof (BUR) with flood coat & gravel Min. l-in'ch WB XP Polyiso, WB | Flexible DAS.H DT | layer(s) base insulation or Flexible WeatherBond Flexible DAS.H DT -90.0
(loose gravel removed) XFP Polyiso (RIBBON, 6-inch Coverboard: Min. 0.5-inch WB XFP HD, DASH DT TPO Fleece (RIBBON, 6-inch
o.c.) WB XFP HD Plus or EcoStorm VSH (RIBBON) o.c.)
. R Flexible DASH or Flexible DASH or
R20 fg:::'(';iﬁ‘)lt’v}f:?;fj:;Zth:tgl::\;:”p Min. 0.5-inch WB XFP HD, WB | Flexible DASHDT | N/A WeatherBond | Flexible DASHDT | o
XFP HD Plus or EcoStorm VSH (RIBBON, 6-inch TPO Fleece (RIBBON, 6-inch '
(loose gravel removed) o) oc)
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TABLE 5A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate y e P yer(s) e = MDP
No. Note 1, Note 12 ac ac jcati sf)A
( Note 12) Type PRSI Type RaPp— Type Application
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible DASH or Insulation: (Optional) Additional Flexible DASH Flexible DASH or
R.21 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch WB XP Flexible DASH DT layer(s) base insulation or Flexible WeatherBond Flexible DASH DT 45.0
granule-surfaced APP or SBS modified Polyiso, WB XFP Polyiso Coverboard: Min. 1.5-inch WB XFP HD DASH DT TPO Fleece (RIBBON, 12-inch ’
) (RIBBON) R -
bitumen or smooth-surfaced SBS Composite (RIBBON) o.c.)
modified bitumen
Existing fullv-adhered asphalt built-u Flexible DASH or Insulation: (Optional) Additional Flexible DASH Flexible DASH or
222 | roof (BUR) with flood cont & gravel | Min- Linch WB XP Polyiso, WB | Flexible DASH DT | layer(s) base insulation or Flexible WeatherBond | Flexible DASHDT | .
& XFP Polyiso (RIBBON, 6-inch | Coverboard: Min. 1.5-inch WB XFP HD | DASH DT TPO Fleece (RIBBON, 12-inch ’
(loose gravel removed) B
o.c.) Composite (RIBBON) o.c.)
. . Flexible DASH or Flexible DASH or
£3 f;‘:fft'(g%f;)";/v'if:?g:j:j;’thgt kr’;‘\',';'”p Min. 1.5-inch WB XFP HD Flexible DASHDT | N/ WeatherBond | Flexible DASHDT | .
g Composite (RIBBON, 6-inch TPO Fleece (RIBBON, 12-inch :
(loose gravel removed)
o.c.) o.c.)
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Insulation: (Optional) Additional
Existing fully-adhered granule-surfaced ms(e i?]sulatiZJn
asphalt built-up roof (BUR), smooth- Flexible DASH or Cy board: (Opti ) Miin. 0.25-inch Flexible DASH Flexible DASH or
surfaced asphalt built-up roof (BUR), Min. 1-inch WB XP Polyiso, WB \ Coverboard: (Optional) Min. 0.25-inc or Flexible WeatherBond | Flexible DASH DT
R-24 . . Flexible DASH DT | DensDeck Prime or SECUROCK -167.5
granule-surfaced APP or SBS modified XFP Polyiso (RIBBON) G Fiber Roof Board in. 0.5 DASH DT TPO Fleece (FULL) or
bitumen or smooth-surfaced SBS =ypsum-Fiber Rool Board or min. €.5- (RIBBON) HydroBond WB
" . inch WB XFP HD, WB XFP HD Plus or
modified bitumen
EcoStorm VSH
Insulation: (Optional) Additional
. layer(s) base insulation ) .
. . Flexible DASH or R . . Flexible DASH Flexible DASH or
R-25 fg::l(gif:)"xi?:?;?j :;Zthgjt E:\II:;UP Min. 1-inch WB XP Polyiso, WB Flexible DASH DT %tmirg.'(omlogzl():mg&z&mch or Flexible WeatherBond Flexible DASH DT 1675
(loose gravel removed] g XFP Polyiso (RIBBON, 6-inch Gens eCF,b”m: °rf o ormi 05 DASH DT TPO Fleece (FULL) or :
g o.c.) ypsum-Fiber Root Board or min. £.5- (RIBBON) HydroBond WB
inch WB XFP HD, WB XFP HD Plus or
EcoStorm VSH
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Flexible DASH or Insulation: (Optional) Additional Flexible DASH Flexible DASH or
R-26 surfaced asphalt built-up roof (BUR), (Optional) Min. 1-inch WB XP Flexible DASH DT layer(s) base insulation or Flexible WeatherBond | Flexible DASH DT 145.0
granule-surfaced APP or SBS modified Polyiso, WB XFP Polyiso (RIBBON) Coverboard: Min. 2-inch WB XP-NB DASH DT TPO Fleece (FULL) or ’
bitumen or smooth-surfaced SBS Polyiso or WB XFP HD Composite (RIBBON) HydroBond WB
modified bitumen
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TABLE 5A: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer(s Roof Cover (Note 15)
System Substrate y e P yer(s) e MDP
No. Note 1, Note 12 ac ac jcati sf)A
( Note 12) Type PRSI Type RaPp— Type Application
Existing fullv-adhered asphalt built-u Flexible DASH or Insulation: (Optional) Additional Flexible DASH Flexible DASH or
R-27 roof (BgUR) \Yvith flood cogt & aravel P Min. 1-inch WB XP Polyiso, WB Flexible DASH DT | layer(s) base insulation or Flexible WeatherBond Flexible DASH DT -145.0
(loose gravel removed) g XFP Polyiso (RIBBON, 6-inch Coverboard: Min. 2-inch WB XP-NB DASH DT TPO Fleece (FULL) or :
8 o.c.) Polyiso or WB XFP HD Composite (RIBBON) HydroBond WB
Existing fully-adhered asphalt built-u Flexible DASH or Flexible DASH or
R28 | roof (BUR) with flood cont & gravel | Min- 2inch WB XP-NB Polyiso | Flexible DASHDT |\ A WeatherBond | Flexible DASHDT |
(loose gravel removed) g or WB XFP HD Composite (RIBBON, 6-inch TPO Fleece (FULL) or ’
8 o.c.) HydroBond WB
Existing fully-adhered granule-surfaced
asphalt built-up roof (BUR), smooth- Min. 0.5-inch DensDeck Prime Flexible DASH or Flexible DASH or
R-29 surfaced asphalt built-up roof (BUR), or SECUROCK Gypsum-Fiber Flexible DASH DT | None N/A WeatherBond Flexible DASH DT 3025
granule-surfaced APP or SBS modified Roof Board, WB XFP HD, WB (RIBBON) TPO Fleece (FULL) or ’
bitumen or smooth-surfaced SBS XFP HD Plus or EcoStorm VSH HydroBond WB
modified bitumen
Existing fully-adhered asphalt built-u Min. 0.5-inch DensDeck Prime Flexible DASH or Flexible DASH or
R30 | roof (BUR) with flood cont & gravel | OF SECUROCK Gypsum-Fiber | Flexible DASHDT | |\ NfA WeatherBond | Flexible DASHDT | .
(loose gravel removed) g Roof Board, WB XFP HD, WB (RIBBON, 6-inch TPO Fleece (FULL) or ’
g XFP HD Plus or EcoStorm VSH o.c.) HydroBond WB
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TABLE 58: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

(loose gravel removed)

Fiber Roof Board

(RIBBON, 6-inch
o.c.)

applied

Base Insulation Layer Top Insulation Layer(s) L
System Substrate (Note 15) MDP
No. (Note 1, Note 12) o Attach T Attach o Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Emsrt]mlf;uI.II\t/—adherefd(SLaRr;ule—surIaced Insulation: (Optional) Additional WeatherBond TP0
jjffaied :Is huaﬁtrgl(jilt-u r('J(i:q((I;CL)JR) (Optional) Min. 1.5- Flexible DASH or layer(s) base insulation Flexible DASH or SureMB 90TG or Flee:ce (;rFlce):ible
R-31 P P e inch WB XP Polyiso, Flexible DASH DT | Coverboard: Min. 0.5-inch DensDeck Flexible DASH DT | 120TG/ torch- . -165.0
granule-surfaced APP or SBS modified WB XEP Polvi (RIBBON) 7P ~ SECUROCK G Fib (RIBBON) lied DASH or Flexible
bitumen or smooth-surfaced SBS olylso rime or ypsum-iber applie DASH DT (FULL)
. . Roof Board
modified bitumen
Flexible DASH or Insulation: (Optional) Additional WeatherBond TPO
Existing fully-adhered asphalt built-up Min. 1.5-inch WB XP Flzi:blz DASH BT layer(s) base insulation Flexible DASH or SureMB 90TG or Flee:ce‘j Flce)xible
R-32 roof (BUR) with flood coat & gravel Polyiso, WB XFP (RIBBON, 6-inch Coverboard: Min. 0.5-inch DensDeck Flexible DASH DT | 120TG/ torch- DASH or Flexible -165.0
(loose gravel removed) Polyiso 0.) Prime or SECUROCK Gypsum-Fiber (RIBBON) applied DASH DT (FULL)
Roof Board
Existing fully-adhered asphalt built-up Min. O'S-mCh FIex!bIe DASTR SureMB 90TG or WeatherBonfi PO
R-33 roof (BUR) with flood coat & gravel DensDeck Prime or Flexiblc QG O None N/A 120TG/ torch- Fleece / Flexible -165.0
(loose gravel removed) g SECUROCK Gypsum- (RIBBON, 6-inch aoplied DASH or Flexible '
& Fiber Roof Board o.c) PP DASH DT (FULL)
WEATHERBOND TPO AC FLEECE MEMBRANE APPLICATIONS:
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
:sz:i: db:'slth”a‘:trgsiflt(iu'?és;"(g%t:) Min. 1-inch WB XP Flexible DASH or 7&5225;0;35(9 iFr)]sISIr;iiZm tiona Flexible DASH or | SureMB 90TG or | WeatherBond TPO
R-34 P P | Polyiso, WB XFP Flexible DASH DT | o) ) _ Flexible DASH DT | 120TG/ torch- | ACFleece / WB-CAA | -157.5
granule-surfaced APP or SBS modified Polviso (RIBBON) Coverboard: Min. 0.25-inch SECUROCK (RIBBON) apolied or hot asphalt
bitumen or smooth-surfaced SBS v Gypsum-Fiber Roof Board PP P
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up | Min. 1-inch WB XP E:Z)’::E:E gﬁ:: ng ms(e iFr)]sulatiZm Flexible DASH or | SureMB 90TG or | WeatherBond TPO
R-35 roof (BUR) with flood coat & gravel Polyiso, WB XFP R Y . . Flexible DASH DT | 120TG/ torch- AC Fleece / WB-CAA -157.5
h (RIBBON, 6-inch Coverboard: Min. 0.25-inch SECUROCK )
(loose gravel removed) Polyiso - (RIBBON) applied or hot asphalt
o.c.) Gypsum-Fiber Roof Board
Existing fully-adhered asphalt built-up Min. 0.5-inch E::z:g:g gﬁ:: g;_ SureMB 90TG or WeatherBond TPO
R-36 roof (BUR) with flood coat & gravel SECUROCK Gypsum- None N/A 120TG/ torch- AC Fleece / WB-CAA -157.5

or hot asphalt
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TABLE 58: RECOVER APPLICATIONS

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED BASE PLY, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of
the substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover
Base Insulation Layer Top Insulation Layer(s
System Substrate v P ver(s) (Note 15) MDP
No. (Note 1, Note 12) T Attach T Attach o Applicati (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase pplication
Existing fully-adhered granule-surfaced
ilt- - Insulation: (Optional) Additional
jjffgi: db:'slthuaﬁtrﬁﬁifn(iuﬁ)é,;?(gm Min. 1-inch WB XP Flexible DASH or % S(e izslt?lr;iiln ttona Flexible DASH or | SureMB 90TG or | WeatherBond TPO
R-37 P P ey Polyiso, WB XFP Flexible DASH DT Y . . Flexible DASH DT | 120TG/ torch- AC Fleece / WB-CAA -167.5
granule-surfaced APP or SBS modified Polviso (RIBBON) Coverboard: Min. 0.25-inch DensDeck (RIBBON) aoplied or hot asphalt
bitumen or smooth-surfaced SBS v Prime PP P
modified bitumen
i Insulation: (Optional) Additional
Existing fully-adhered asphalt built-up Min. 1-inch WB XP E::z:g:: gﬁz: ng 7lgszre(‘s;obnas(e ii;jlr;ii())n R Flexible DASH or SureMB 90TG or WeatherBond TPO
R-38 roof (BUR) with flood coat & gravel Polyiso, WB XFP R Y . . Flexible DASH DT | 120TG/ torch- AC Fleece / WB-CAA -167.5
) (RIBBON, 6-inch Coverboard: Min. 0.25-inch DensDeck )
(loose gravel removed) Polyiso A W U (RIBBON) applied or hot asphalt
o.c.) Prime
Existing fully-adhered granule-surfaced
:Z‘r’fgi: db:'s't:a‘:trgsiflt(iuF?c";?“(gﬁt:)' Min. 0.5-inch Flexible DASH or SureMB90TG or | WeatherBond TPO
R-39 p P e o . Flexible DASH DT | None N/A 120TG/ torch- AC Fleece / WB-CAA -202.5
granule-surfaced APP or SBS modified DensDeck Prime (RIBBON) applied or hot asphalt
bitumen or smooth-surfaced SBS PP P
modified bitumen
Existing fully-adhered asphalt built-up Min. 0.5-inch E:Zi:z:s gﬁ:: ([)):- SureMB 90TG or WeatherBond TPO
R-40 roof (BUR) with flood coat & gravel T . R None N/A 120TG/ torch- AC Fleece / WB-CAA -202.5
DensDeck Prime (RIBBON, 6-inch .
(loose gravel removed) o applied or hot asphalt
in. 1.5-i Insulation: (Optional) Additional
g/gl?/islos\ll\?;r)l(l\:l\éB * layer(s) bas(e ii)]sulati())n SureMB 90TG or WeatherBond TPO
-41 Existing fully-adh haltic BUR p . . B! B 120TG/ torch- ACFI WB-CAA -105.
R-4 xisting fully-adhered asphaltic BU Polyiso or min. 2-inch OB500 Coverboard: Min. 0.25-inch SECUROCK OB500 : |ied/ orcl A hoizcse ﬁalt 05.0
Insulfoam | or VIII Gypsum-Fiber Roof Board PP P
in. 1.5-i Insulation: (Optional) Additional
g/gln i::\/'\;‘;*)‘q‘:/\;B ” la :r(s; bas(e i’;slulati()an " SureMB 907G or WeatherBond TPO
R-42 Existing fully-adhered asphaltic BUR y‘ ! . A 0OB500 Y ) . OB500 120TG/ torch- AC Fleece / WB-CAA -120.0
Polyiso or min. 2-inch Coverboard: Min. 0.25-inch DensDeck .
— applied or hot asphalt
Insulfoam 1 or VIII Prime
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NEmoO | etc.e
TABLE 5¢: STEEL - RECOVER

SYSTEM TYPE C-2: PLATE-BONDED ROOF COVER

All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

i Attachment
System Substrate Insulation Layer : Roof Cover (Note 158 MDP
No. (Note 1) (Note 17) Fastener (Note 11) Spacing sf]
RHINOBOND SYSTEMS:
Existing standing seam or lap seam metal roof covers One or more layers, any | WeatherBond Purlin Fastener or 18-inch o.c.in WeatherBond TPO (min. 60-mil) induction
R-43 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond _t welded with RhinoBond tool per -30.0
. R . N . rows 60-inch o.c. ) .
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins manufacturer’s instructions.
Existing standing seam or lap seam metal roof covers | One or more layers, any | WeatherBond Purlin Fastener or 12-inch o.c WeatherBond TPO (min. 60-mil) induction
R-44 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond ) urllin.s welded with RhinoBond tool per -30.0
thick steel purlins spaced max. 120-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins ep manufacturer’s instructions.
Existing standing seam or lap seam metal roof covers | One or more layers, any | WeatherBond Purlin Fastener or 6-inch o.c. alon WeatherBond TPO induction welded with
R-45 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond ur.Iir.1$ g RhinoBond tool per manufacturer’s -37.5
thick steel purlins spaced max. 120-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins P instructions.
Existing standing seam or lap seam metal roof covers | One or more layers, any | WeatherBond Purlin Fastener or 12-inch o.c WeatherBond TPO induction welded with
R-46 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond . RhinoBond tool per manufacturer’s -37.5
. R . N ) along purlins . .
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins instructions.
Existing standing seam or lap seam metal roof covers One or more layers, any | WeatherBond Purlin Fastener or 12-inch o.c WeatherBond TPO (min. 60-mil) induction
R-47 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond alon urI.in.s welded with RhinoBond tool per -45.0
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins ep manufacturer’s instructions.
Existing standing seam or lap seam metal roof covers | One or more layers, any | WeatherBond Purlin Fastener or 6-inch o.c. alon WeatherBond TPO (min. 60-mil) induction
R-48 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond € | welded with RhinoBond tool per -52.5
R . . L . purlins , . .
thick steel purlins spaced max. 120-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins manufacturer’s instructions.
Existing standing seam or lap seam metal roof covers One or more layers, any | WeatherBond Purlin Fastener or 6-inch o.c. alon WeatherBond TPO induction welded with
R-49 having min. 16 ga. (0.0598-inch) to max. 3/16-inch combination, RetroDriller Fastener and RhinoBond ur-Iir.1$ g RhinoBond tool per manufacturer’s -67.5
thick steel purlins spaced max. 60-inch o.c. preliminarily fastened Plate-TPO are fastened through to purlins P instructions.
ISOWELD INDUCTION WELDING SYSTEM:
isti i Dekfast DF-#12-PC- ith SFS i |
Exns.tmg sjcandmg seam or lap sfeam metal.roof COVEIiS One qr mgre layers, any ekfast C-SQ3 with SFS isoweld 12-inch o.c. WeatherBond TPO induction welded with
R-50 having min. 16 gauge (0.0598 inch), 50 ksi steel purlins combination, F1-P-6.8-TPO Plate are fastened through X i -37.5
N h .. . along purlins SFS isoweld® 3000 stand-up tool.
spaced max. 60-inch o.c. preliminarily fastened to purlins
Existing standing seam or lap seam metal roof covers One or more layers, any | Dekfast DF-#12-PC-SQ3 with SFS isoweld . . . .
R-51 having min. 16 gauge (0.0598 inch), 50 ksi steel purlins combination, F1-P-6.8-TPO Plate are fastened through G-inch 0'.c' along Wea.therBond TPO induction welded with -37.5
A W . purlins SFS isoweld® 3000 stand-up tool.
spaced max. 120-inch o.c. preliminarily fastened to purlins
Existing standing seam or lap seam metal roof covers One or more layers, any | Dekfast DF-#12-PC-SQ3 with SFS isoweld 12-inch o.c WeatherBond TPO (min. 60-mil) induction
R-52 having min. 16 gauge (0.0598 inch), 50 ksi steel purlins combination, F1-P-6.8-TPO Plate are fastened through alon urllin.s welded with SFS isoweld® 3000 stand-up -45.0
spaced max. 60-inch o.c. preliminarily fastened to purlins ep tool.
isti i Dekfast DF-#12-PC-SQ3 with SFS i Id
EX|s't|ng sj[andlng seam or lap s'eam metal.roof cover.s One qr mfare layers, any ekfas Q3 wi isowe G-inch o.c. along | WeatherBond TPO induction welded with
R-53 having min. 16 gauge (0.0598 inch), 50 ksi steel purlins combination, F1-P-6.8-TPO Plate are fastened through X i -90.0
) S . purlins SFS isoweld® 3000 stand-up tool.
spaced max. 60-inch o.c. preliminarily fastened to purlins
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TABLE 5p: STEEL—-RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

NEmoO | etc.e

Insulation Roof Cover (Note 15A) i
System No. Deck (Note 1) Attach Y
sf
Type Note 17 Membrane Fastener (Note 11) Attachment (psf)
Existing standing seam or lap seam metal roof covers One or more prelim WeatherBond WeatherBond Purlin 12-inch o.c. within 5.5-inch wide laps spaced
R-54 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. PO Fastener or RetroDriller max. 138.5-inch o.c. to engage steel purlin. -30.0
thick steel purlins spaced max. 138.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim WeatherBond WeatherBond Purlin 12-inch o.c. within 5.5-inch wide laps spaced
R-55 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. PO Fastener or RetroDriller max. 115-inch o.c. to engage steel purlin. -45.0
thick steel purlins spaced max. 115-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim WeatherBond WeatherBond Purlin 12-inch o.c. within 5.5-inch wide laps spaced
R-56 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. PO Fastener or RetroDriller max. 54.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 54.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim WeatherBond WeatherBond Purlin 6-inch o.c. within 5.5-inch wide laps spaced
R-57 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. TP0 Fastener or RetroDriller max. 138.5-inch o.c. to engage steel purlin. -60.0
thick steel purlins spaced max. 138.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more . WeatherBond Purlin 6-inch o.c. within 5.5-inch wide laps spaced
R . R R Prelim. WeatherBond . . K
R-58 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach PO Fastener or RetroDriller max. 90.5-inch o.c. to engage steel purlin. -67.5
thick steel purlins spaced max. 90.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more Prelim WeatherBond WeatherBond Purlin 9-inch o.c. within 5.5-inch wide laps spaced
R-59 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. PO Fastener or RetroDriller max. 54.5-inch o.c. to engage steel purlin. -75.0
thick steel purlins spaced max. 54.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more prelim WeatherBond WeatherBond Purlin 6-inch o.c. within 5.5-inch wide laps spaced
R-60 having min. 16 ga. (0.0598-inch) to max. 3/16-inch layers, any attach. PO Fastener or RetroDriller max. 54.5-inch o.c. to engage steel purlin. -90.0
thick steel purlins spaced max. 54.5-inch o.c. combination Fastener and HPWX Plate Laps sealed with 1.5-inch heat weld.
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All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin

TABLE 5e: STEEL—RECOVER
SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER (RUSS STRIPS)

NEmoO | etc.e

Insulation Roof Cover (Note 15A)
System MDP

No. Deck (Note 1 Type Attach Membrane Fastener (Note 11) Attachment sf

P Note 17
Existing standing seam or Ia.p seam R WeatherBond 10” PS RUSS strips are applied over the insulation spaced 138-
metal roof covers having min. 16 ga. One or more . WeatherBond Purlin . . .
R-61 (0.0598-inch) to max. 3/16-inch thick layers, any Prelim. WeatherBond Fastener or RetroDriller inch o.c. The plates are centered over each strip and fastened 6-inch o.c. to -30.0
) ) ) . M attached | TPO engage the purlin. Roof cover adhered to each strip by first priming with ’
steel purlins spaced max. 138-inch combination Fastener and HPWX Plate ; . » L .
o.c TPO Primer at the strip location, then rolling into place with a hand roller.
Existi i |
Xisting standing seam or a.p seam . WeatherBond 10” PS RUSS strips are applied over the insulation spaced 114-
metal roof covers having min. 16 ga. One or more . WeatherBond Purlin . . .
R-62 (0.0598-inch) to max. 3/16-inch thick | layers, any Prelim. WeatherBond Fastener or RetroDriller inch o.c. The plates are centered over each strip and fastened 6-inch o.c. to -45.0
) . ) K M attached | TPO engage the purlin. Roof cover adhered to each strip by first priming with ’
steel purlins spaced max. 114-inch combination Fastener and HPWX Plate p ) ) L .
o.c TPO Primer at the strip location, then rolling into place with a hand roller.
Existing standing seam or lap seam \ WeatherBond 10” PS RUSS strips are applied over the insulation spaced 90-

R-63 metal roof covers having min. 16 ga. IC;nzrter;Tr:ore Prelim. WeatherBond \I:\;::::::Bo?r;(i:rigr:ller inch o.c. The plates are centered over each strip and fastened 6-inch o.c. to 525
(0.0598-inch) to max. 3/16-inch thick coymbi’natit)n attached | TPO Fastener and HPWX Plate engage the purlin. Roof cover adhered to each strip by first priming with ’
steel purlins spaced max. 90-inch o.c. TPO Primer at the strip location, then rolling into place with a hand roller.

Existi i |
xisting standing seam or a.p seam R WeatherBond 10” PS RUSS strips are applied over the insulation spaced 120-
metal roof covers having min. 16 ga. One or more . WeatherBond Purlin . . .
. R . Prelim. WeatherBond X inch o.c. The plates are centered over each strip and fastened 6-inch o.c. to
R-64 (0.0598-inch) to max. 3/16-inch thick layers, any Fastener or RetroDriller K . . - . -60.0
. . L attached | TPO engage the purlin. Roof cover adhered to each strip by first priming with HP-
steel purlins spaced max. 120-inch combination Fastener and HPWX Plate ) . ) L .
oc 250 Primer at the strip location, then rolling into place with a hand roller.
Existing standing seam or lap seam . WeatherBond 10” PS RUSS strips are applied over the insulation spaced 60-
metal roof covers having min. 16 ga. relim. eatherBon . inch o.c. The plates are centered over each strip and fastene -inch o.c. to

s | et cours e i 6 ga. | 25T | i, | Wehrtons | SSRVCROP | . e e T e

(0.0598-inch) to max. 3/16-inch thick v ! y attached | TPO engage the purlin. Roof cover adhered to each strip by first priming with HP- ’
. . combination Fastener and HPWX Plate K . . L X
steel purlins spaced max. 60-inch o.c. 250 Primer at the strip location, then rolling into place with a hand roller.
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SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

TABLE 5r: RECOVER APPLICATIONS

NEmoO | etc.e

System Deck Roof Cover (Note 15) DP
No. (Note 1) Membrane Fastener (Note 11) Fastener Spacing Lap Width Lap Spacing Seam Weld (psf)
WeatherBond TPO AC Fleece WeatherBond HPWX Fastener and HPWX Plate installed 138.5-inch
R- Existi teel deck 12-inch o.c. .5-inch 1.5-inch outsid -30.0
66 Xisting steel dec or WeatherBond TPO Fleece through to engage existing deck Q" K & o.c. inch outside
WeatherBond TPO AC Fleece
WeatherBond HPW-XL Fast ith HPW-XL Plat
R-67 | Existing steeldeck | 155 or WeatherBond TPO VWeatherbon astener wi ate 12-inch o.c. S-inch 139-inch o.c. 1.5-inch outside -30.0
installed through to engage existing deck
Fleece 135
R-68 Ex.lstmg steel deck, WeatherBond TPO AC Fleece WeatherBond HPWX Fa§tener and HPWX Plate installed 12-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside -30.0
min. Grade 80 or WeatherBond TPO Fleece through to engage existing deck
WeatherBond TPO AC Fleece .
R-69 Existing steel deck 155 or WeatherBond TPO WeatherBond HPW-XL Fastene:r ‘f‘”th HPW =t 6-inch o.c. 5-inch 139-inch o.c. 1.5-inch outside -37.5
installed through to engage existing deck
Fleece 135
R-70 Ex.lstlng steel deck, WeatherBond TPO AC Fleece WeatherBond HPWX .Fa.stener and HPWX Plate installed 6-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 375
min. Grade 80 or WeatherBond TPO Fleece through to engage existing deck
WeatherBond TPO AC Fleece )
R-71 Existing steel deck 155 or WeatherBond TPO WeatherBond HPW-XL Fastene.r \.Nlth ARG RLate 12-inch o.c. 5-inch 115-inch o.c. 1.5-inch outside -37.5
installed through to engage existing deck
Fleece 135
Existing steel deck WeatherBond TPO AC Fleece WeatherBond HPW-XL Fastener with HPW-XL Plate . . . . .
R-72 ! 12-inch o.c. .5-inch 115-inch o.c. 1.5-inch -37.
min. Grade 80 or WeatherBond TPO Fleece installed through to engage existing deck incho.c 5-5-nc >-inch o.c >-inch outside 375
. WeatherBond TPO AC Fleece WeatherBond HPWX Fastener and HPWX Plate installed . . 138.5-inch . .
R-73 Existing steel deck or WeatherBond TPO Fleece through to e e RN 6-inch o.c. 5.5-inch oc. 1.5-inch outside -52.5
R-74 Existing steel deck WeatherBond TPO AC Fleece WeatherBond HPW-XL Fastengr \.Nlth HPW-XL Plate 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -60.0
or WeatherBond TPO Fleece installed through to engage existing deck o.c.
R-75 Ex.lstmg steel deck, WeatherBond TPO AC Fleece WeatherBond HPWX Fa;;tener and HPWX Plate installed 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -60.0
min. Grade 80 or WeatherBond TPO Fleece through to engage existing deck o.c.
Existing steel deck, WeatherBond TPO AC Fleece WeatherBond HPWX Fastener and HPWX Plate installed . . . . .
R-76 min. Grade 80 or WeatherBond TPO Fleece through to engage existing deck G-inch o.c. 5.5-inch dl-incho.c. 1.5-inch outside 600
e WeatherBond TPO AC Fleece .
R77 | EXistingsteeldeck, | 1o0  \WeatherBond TPO WeggherBong HPWEXL Fastener with HPW-XL Plate 12-inch o.c. 5-inch 91-inch o.c. 1.5-inch outside -60.0
min. Grade 80 installed through to engage existing deck
Fleece 135
R-78 Existing structural WeatherBond TPO AC Fleece HD 14-10 .Fa§tener and HPWX Plate installed through to 12-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -30.0
concrete or WeatherBond TPO Fleece engage existing deck o.c.
R-79 Existing structural WeatherBond TPO AC Fleece HD 14-10 or CD-10 Fa.stgner and HPWX Plate installed 6-inch o.c. 5 5-inch 139-inch o.c. 1.5-inch outside 375
concrete or WeatherBond TPO Fleece through to engage existing deck Plate
R-30 Existing structural WeatherBond TPO AC Fleece HD 14-10 I':a§tener and HPWX Plate installed through to 12-inch o.c. 5 5-inch 115-inch o.c. 1.5-inch outside 375
concrete or WeatherBond TPO Fleece engage existing deck
R-81 Existing structural WeatherBond TPO AC Fleece HD 14-10 I.:a§tener and HPWX Plate installed through to 6-inch o.c. 5 5-inch 138.5-inch 1.5-inch outside -60.0
concrete or WeatherBond TPO Fleece engage existing deck o.c.

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 9™ EDITION (2026) FBC NON-HVHZ & 2024 IBC

WeatherBond TPO Roof Systems; (717) 245-7264

TOP OF APPENDIX

PEER-WB-003.A.R7 for FL18727-R7 (NON-HVHZ)
Revision 7: 09/14/2026
Appendix 1, Page 89 of 91



TABLE 5r: RECOVER APPLICATIONS

SYSTEM TYPE E-1: NON-INSULATED, MECHANICALLY ATTACHED ROOF COVER

NEmoO | etc.e

System Deck Roof Cover (Note 15) DP

No. (Note 1) Membrane Fastener (Note 11) Fastener Spacing Lap Width Lap Spacing Seam Weld (psf)
Existing structural WeatherBond TPO AC Fleece HD 14-10 or CD-10 Fastener and HPWX Plate installed . . . . .

R-82 concrete or WeatherBond TPO Fleece through to engage existing deck i e R inch 91-inch o.c. 1.5-inch outside -60.0

TABLE 56: RECOVER APPLICATIONS
SYSTEM TYPE F-1: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System Roof Cover (Note 15) MDP
Substrate (Note 1, Note 12) P
No. Type | Attach (psf)
WEATHERBOND TPO APPLICATIONS:
- . CAV-GRIP [l Low-VOC
R-83 Existing fully adhered TPO single ply WeatherBond TPO Adhesive/Primer -585.0
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (PARTIAL BOND):
. WeatherBond TPO Flexible DASH or Flexible DASH DT
R-84 Existing, fully-adhered EPDM Fleece (RIBBON, 12-inch o.c.) -30.0
. WeatherBond TPO Flexible DASH or Flexible DASH DT
R-85 Existing, fully-adhered EPDM Fleece (RIBBON, 6-inch o.c.) -75.0
R-36 Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- WeatherBond TPO Flexible DASH or Flexible DASH DT 1770
surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Fleece (RIBBON, 6-inch o.c.) '
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- WeatherBond TPO .
R-87 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Fleece Flexible DASH (FULL) 177.0
R-88 Existing fully adhered TPO single ply \FI\II::ct:erBond PO Flexible DASH DT (FULL) -270.0
R-89 Existing, fully-adhered EPDM WeatherBond TPO Flexible DASH or Flexible DASH DT 3150
Fleece (FULL)
R-90 Existing fully a.d.here.d, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR) or granule- WeatherBond TPO AC Hot Asphalt 3675
surfaced modified bitumen Fleece
Existing fully adhered, granule-surfaced asphalt built-up roof (BUR), smooth-surfaced asphalt built-up roof (BUR), granule- WeatherBond TPO .
R91 surfaced APP or SBS modified bitumen or smooth-surfaced SBS modified bitumen Fleece Flexible DASH DT (FULL) 635.0
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TABLE 5H: RECOVER APPLICATIONS

SYSTEM TYPE F-2: NEW LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (SNote 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Roof Cover (Note 15)
System Substrate (Note 1, Note 12) Lightweight Concrete == M—DPA
No. Type | Attach (psf)
WEATHERBOND TPO MEMBRANE APPLICATIONS:
R-92 Existing aravel surface BUR CELCORE (FL2037): Min. 300 psi, Min. 2-inch thick, Celcore Cellular WeatherBond Aqua Base 120, CAV-GRIP IIl AP, LVOC BA 75.0
68 Concrete or Celcore MF Cellular Concrete (EPS board optional) TPO or WB-TPO-BA :
R-03 Existing mineral surfe.xfe cap sheet, smooth surface BUR or CELCORE (FL2037): Mln..300 psi, Min. 2-inch thick, Celcore Cellular WeatherBond Aqua Base 120 825
smooth surface modified cap sheet Concrete (EPS board optional) TPO
R-94 Existing mineral surfe.xfe cap sheet, smooth surface BUR or CELCORE (FL2037): Mln..300 psi, Min. 2-inch thick, Celcore Cellular WeatherBond CAV-GRIP Ill AP, LVOC BA or WB-TPO-BA 1350
smooth surface modified cap sheet Concrete (EPS board optional) TPO
R-95 Existing mineral surface cap sheet CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. WeatherBond | Aqua Base 120, CAV-GRIP Il AP, LVOC BA 135.0
g P 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO or WB-TPO-BA ’
R-96 Existing smooth surface BUR or smooth surface modified CE.LCORE.(FL2037): Min. 36 pcf wet cast density, min. 309 psi, min. WeatherBond Aqua Base 120 2175
cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 300 psi, min. WeatherBond
R-97 AV-GRIP IIl AP, LVOC BA or WB-TPO-BA -262.
) cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO CAV-G »Lvoc or © 62.5
- CONCRECEL (FL5584 & FL10500): Min. 350 psi, min. 2-inch thick, WeatherBond
R-98 Existing asphalt BUR Concrecel Lightweight Insulating Concrete (EPS board optional) TPO CAV-GRIP lll AP, LVOC BA or WB-TPO-BA 375.0
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 250 psi, Min. 2-inch thick, Elastizell Range | WeatherBond
R-99 modified bitumen 1l LWIC (EPS board optional) TPO Aqua Base 120 67.5
R-100 E).(lstmg asphalt BUR or granule-surface SBS modified ELASTIZELL (FL4994): Mln. 250 psi, Min. 2-inch thick, Elastizell Range | WeatherBond CAV-GRIP Ill AP, LVOC BA or WB-TPO-BA 3025
bitumen 11 LWIC (EPS board optional) TPO
R-101 E>.<|st|ng asphalt BUR or smooth-surface SBS modified ELASTIZELL (FL4994): Mm. 250 psi, Min. 2-inch thick, Elastizell Range | WeatherBond CAV-GRIP 11l AP, LVOC BA or WB-TPO-BA 3420
bitumen 11 LWIC (EPS board optional) TPO
WEATHERBOND TPO FLEECE MEMBRANE APPLICATIONS (FULL BOND):
L CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. WeatherBond . .
R-102 Existing gravel surface BUR 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO Fleece Flexible DASH or Flexible DASH DT (FULL) 75.0
. . CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. WeatherBond . .
R-103 Existing mineral surface cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO Fleece Flexible DASH or Flexible DASH DT (FULL) 135.0
Existing smooth surface BUR or smooth surface modified CELCORE (FL2037): Min. 36 pcf wet cast density, min. 200 psi, min. WeatherBond . .
R-104 FI le DASH or FI le DASH DT (FULL -232.
0 cap sheet 2-inch thick Celcore MF Cellular Concrete (EPS board optional). TPO Fleece exible DASH or Flexible DAS (FULL) 325
Existing asphalt BUR or smooth- or granule-surface SBS ELASTIZELL (FL4994): Min. 320 psi, min. 2-inch thick, Elastizell Range | WeatherBond .
R105 | odified bitumen Il LWIC (EPS optional board) TPO Fleece Flexible DASH (FULL) 2500
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